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DRAWING: 33013-224

2. REVISION "0" OF THIS DRAWING
SUPERSEDED PORTIONS OF DRAWING:
33013-1240 AND 1241.
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3. ALL VALVE TAMPER SWITCHES ARE
=4 = aG SUPERVISED BY RELAY ROOM SATELLITE
» & STATION UNLESS OTH SHOWN. SEE
. * 33013-830,840 AND 841 (CONFIG.MVI,
Xl, XI, XNV AND XVI).
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4. VALVE POSITIONS AT THIS TIME DO NOT
REFLECT ALIGNMENT FOR ANY MODE OF
OPERATION; THEY ARE SHOWN_ ONLY TO
REPRESENT THE SYSTEM AS—-BUILT CON-
FIGURATION.
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