
Mr. James Knubel 
Chief Nuclear Officer 
Power Authority of the State 

of New York 
123 Main Street 
White Plains, NY 10601

SUBJECT:

August 10, 1998

COMPLETION OF LICENSING ACTION FOR GENERIC LETTER 97-04, 
"ASSURANCE OF SUFFICIENT NET POSITIVE SUCTION HEAD FOR 
EMERGENCY CORE COOLING AND CONTAINMENT HEAT REMOVAL PUMPS," 
INDIAN POINT NUCLEAR GENERATING UNIT NO. 3 (TAC NO. MA000O)

Dear Mr. Knubel: 

On October 7, 1997, the U.S. Nuclear Regulatory Commission (NRC) issued Generic Letter (GL) 
97-04, "Assurance of Net Positive Suction Head for Emergency Core Cooling and Containment 
Heat Removal Pumps," to all holders of operating licenses or construction permits. The NRC 
issued GL 97-04 to confirm the adequacy of the net positive suction head available for 
emergency core cooling (including core spray and decay heat removal) and containment heat 
removal pumps under all design-basis accident scenarios.  

In response to GL 97-04, you provided a letter dated December 23, 1997. In response to a 
request for additional information dated May 29, 1998, you submitted a letter on June 30, 1998.  
These submittals provided the information requested by GL 97-04. The staff has reviewed your 
response and has concluded that all requested information has been provided; therefore, we 
consider GL 97-04 closed for your facility.  

If you have any questions regarding this matter, please contact me on (301) 415-1494.  

Sincerely, 

ORIGINAL SIGNED BY:

George F. Wunder, Project Manager 
Project Directorate 1-1 
Division of Reactor Projects - 1/11 
Office of Nuclear Reactor Regulation
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V •'UNITED STATES 
0 NUCLEAR REGULATORY COMMISSION 

WASHINGTON, D.C. 20555-0001 

August 10. 1998 

Mr. James Knubel 
Chief Nuclear Officer 
Power Authority of the State 

of New York 
123 Main Street 
White Plains, NY 10601 

SUBJECT: COMPLETION OF LICENSING ACTION FOR GENERIC LETTER 97-04, 
"ASSURANCE OF SUFFICIENT NET POSITIVE SUCTION HEAD FOR 
EMERGENCY CORE COOLING AND CONTAINMENT HEAT REMOVAL PUMPS," 
INDIAN POINT NUCLEAR GENERATING UNIT NO. 3 (TAC NO. MAOOOO) 

Dear Mr. Knubel: 

On October 7, 1997, the U.S. Nuclear Regulatory Commission (NRC) issued Generic Letter (GL) 
97-04, "Assurance of Net Positive Suction Head for Emergency Core Cooling and Containment 
Heat Removal Pumps," to all holders of operating licenses or construction permits. The NRC 
issued GL 97-04 to confirm the adequacy of the net positive suction head available for 
emergency core cooling (including core spray and decay heat removal) and containment heat 
removal pumps under all design-basis accident scenarios.  

In response to GL 97-04, you provided a letter dated December 23, 1997. In response to a 
request for additional information dated May 29, 1998, you submitted a letter on June 30, 1998.  
These submittals provided the information requested by GL 97-04. The staff has reviewed your 
response and has concluded that all requested information has been provided; therefore, we 
consider GL 97-04 closed for your facility.  

If you have any questions regarding this matter, please contact me on (301) 415-1494.  

Sincerely, 

'.1 

George F. Wunder, Project Manager 
Project Directorate 1-1 
Division of Reactor Projects - 1/11 
Office of Nuclear Reactor Regulation 
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James Knubel 
Power Authority of the State 

of New York

Indian Point Nuclear Generating 
Unit No. 3

cc:

Regional Administrator, Region I 
U.S. Nuclear Regulatory Commission 
475 Allendale Road 
King of Prussia, PA 19406 

Mr. Gerald C. Goldstein 
Assistant General Counsel 
Power Authority of the State 

of New York 
1633 Broadway 
New York, NY 10019 

Mr. Eugene W. Zeltmann, President 
and Chief Operating Officer 

Power Authority of the State 
of New York 

99 Washington Ave., Suite # 2005 
Albany, NY 12210-2820 

Mr. Robert J. Barrett 
Site Executive Officer 
Indian Point 3 Nuclear Power Plant 
P.O. Box 215 
Buchanan, NY 10511 

Ms. Charlene D. Faison 
Director Nuclear Licensing 
Power Authority of the State 
of New York 

123 Main Street 
White Plains, NY 10601 

Mr. F. William Valentino, President 
New York State Energy, Research, 
and Development Authority 

Corporate Plaza West 
286 Washington Ave. Extension 
Albany, NY 12203-6399

Resident Inspector 
Indian Point 3 Nuclear Power Plant 
U.S. Nuclear Regulatory Commission 
P.O. Box 337 
Buchanan, NY 10511 

Mr. Charles W. Jackson, Manager 
Nuclear Safety and Licensing 
Consolidated Edison Company 

of New York, Inc.  
Broadway and Bleakley Avenues 
Buchanan, NY 10511 

Mayor, Village of Buchanan 
236 Tate Avenue 
Buchanan, NY 10511 

Mr. Richard L. Patch, Director 
Quality Assurance 

Power Authority of the State 
of New York 

123 Main Street 
White Plains, NY 10601 

Mr. Paul Eddy 
New York State Dept. of 

Public Service 
3 Empire State Plaza, 10th Floor 
Albany, NY 12223 

Mr. Harry P. Salmon, Jr.  
Vice President - Engineering 
Power Authority of the State 

of New York 
123 Main Street 
White Plains, NY 10601

Charles Donaldson, Esquire 
Assistant Attorney General 
New York Department of Law 
120 Broadway 
New York, NY 10271


