
August 16, 2002

Mr. Harold W. Keiser
Chief Nuclear Officer & President
PSEG Nuclear LLC - X04
Post Office Box 236
Hancocks Bridge, NJ  08038

SUBJECT: SALEM NUCLEAR GENERATING STATION, UNIT NOS. 1 AND 2,
WITHDRAWAL OF AMENDMENT REQUEST RE:  REQUEST FOR CHANGE
TO TECHNICAL SPECIFICATION 3.6.2.3 CONTAINMENT COOLING SYSTEM
(TAC NOS. MB2791 AND MB2792)

Dear Mr. Keiser:

By letter dated August 17, 2001, PSEG Nuclear LLC submitted a request for a revision to
Technical Specification (TS) 3.6.2.3, “Containment Cooling System,” at the Salem Nuclear
Generating Station, Unit Nos. 1 and 2 (Salem).  The proposed TS change would modify the
acceptance criterion for the service water flow rate through the Containment Fan Coil Units. 
Subsequently, by letter dated August 15, 2002, you withdrew the amendment request.  

The Commission has filed the enclosed Notice of Withdrawal of Application for Amendment to
Facility Operating License with the Office of the Federal Register for publication.

Sincerely,

/RA/

Robert J. Fretz, Project Manager, Section 2
Project Directorate I
Division of Licensing Project Management
Office of Nuclear Reactor Regulation

Docket Nos. 50-272 and 50-311

Enclosure:  Notice of Withdrawal

cc w/encl:  See next page
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UNITED STATES NUCLEAR REGULATORY COMMISSION

PSEG NUCLEAR LLC

DOCKET NOS. 50-272 AND 50-311

NOTICE OF WITHDRAWAL OF APPLICATION FOR

AMENDMENT TO FACILITY OPERATING LICENSE

The U.S. Nuclear Regulatory Commission (the Commission) has granted the request of

PSEG Nuclear LLC (the licensee) to withdraw its August 17, 2001, application for proposed

amendment to Facility Operating License Nos. DPR-70 and DPR-75 for the Salem Nuclear

Generating Station, Unit Nos. 1 and 2, located in Salem County, New Jersey.

The proposed amendment would have revised Salem Technical Specification (TS)

Surveillance Requirement 4.6.2.3, and its associated TS Bases.  Specifically, the proposed

change would have modified the current acceptance criterion for the service water flow rate

through the Containment Fan Coil Units from � 2,550 gallons per minute (gpm) to � 2,300 gpm.

The Commission had previously issued a Notice of Consideration of Issuance of

Amendment published in the FEDERAL REGISTER on October 17, 2001 (66 FR 52802). 

However, by letter dated August 15, 2002, the licensee withdrew the proposed change.

For further details with respect to this action, see the application for amendment dated

August 17, 2001, and the licensee’s letter dated August 15, 2002, which withdrew the

application for license amendment.  Documents may be examined, and/or copied for a fee, at

the NRC’s Public Document Room (PDR), located at One White Flint North, 11555 Rockville

Pike (first floor), Rockville, Maryland.  Publicly available records will be accessible electronically

from the Agencywide Documents Access and Management Systems (ADAMS) Public

Electronic Reading Room on the internet at the NRC Web site, http://www.nrc.gov/reading-

rm/adams/html. Persons who do not have access to ADAMS or who encounter problems in
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accessing the documents located in ADAMS, should contact the NRC PDR Reference staff by

telephone at 1-800-397-4209, or 301-415-4737 or by email to pdr@nrc.gov.

     Dated at Rockville, Maryland, this 16th day of August 2002.

FOR THE NUCLEAR REGULATORY COMMISSION

/RA/

Robert J. Fretz, Project Manager, Section 2
Project Directorate I
Division of Licensing Project Management 
Office of Nuclear Reactor Regulation



PSEG Nuclear LLC Salem Nuclear Generating Station,
  Unit Nos. 1 and 2

cc:

Mr. Elbert C. Simpson
Senior Vice President &
  Chief Administrative Officer
PSEG Nuclear - N19
P.O. Box 236
Hancocks Bridge, NJ  08038

Mr. John Carlin
Vice President - Technical Support 
PSEG Nuclear - N10
P.O. Box 236
Hancocks Bridge, NJ  08038

Mr. David F. Garchow
Vice President - Operations
PSEG Nuclear - X10
P.O. Box 236
Hancocks Bridge, NJ  08038

Mr. Gabor Salamon
Manager - Nuclear Safety and Licensing
PSEG Nuclear - N21
P.O. Box 236
Hancocks Bridge, NJ  08038

Jeffrie J. Keenan, Esquire
PSEG Nuclear - N21
P.O. Box 236
Hancocks Bridge, NJ  08038

Ms. R. A. Kankus
Joint Owner Affairs
PECO Energy Company
Nuclear Group Headquarters KSA1-E
200 Exelon Way
Kennett Square, PA  19348

Lower Alloways Creek Township
c/o Mary O. Henderson, Clerk
Municipal Building, P.O. Box 157
Hancocks Bridge, NJ  08038

Dr. Jill Lipoti, Asst. Director
Radiation Protection Programs
NJ Department of Environmental
  Protection and Energy
CN 415
Trenton, NJ  08625-0415

Richard Hartung
Electric Service Evaluation
Board of Regulatory Commissioners
2 Gateway Center, Tenth Floor
Newark, NJ  07102

Regional Administrator, Region I
U.S. Nuclear Regulatory Commission
475 Allendale Road
King of Prussia, PA  19406

Senior Resident Inspector
Salem Nuclear Generating Station
U.S. Nuclear Regulatory Commission
Drawer 0509
Hancocks Bridge, NJ  08038


