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i WATER TREATMENT
BUILDING
| L NOTES:
l 1. LINE SPEC.SHALL BE 175X ABOVE GROUND
' EXCEPT AS NOTED & SP-124-844461-000
— | FOR UNDERGROUND PIPE.
f 2. PIPING TO BE NON-NUCLEAR SAFETY CLASS
' EXCEPT AS NOTED.
| 3. MANUAL ACTUATION SWITCHES FOR CHARCOAL
FILTER PLENUM DELUGE VALVES ARE LOCATED
ON THE HVAC CONTROL BOARD IN THE MAIN
CONTROL ROOM.
5. DELUGE CONTROL PANEL IS FURNISHED WITH AND
] MOUNTED ON CHARCOAL FILTER PLENUM,
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