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NOTES:-

1

IL & J" HOLE Ha5 BEEN DAILLED IN THE DOWNSTREAM SIOE (AHR SIDE) OF THE DISC'S FOR XVGABAL2A-SI
AN XVGBBBIZB-51, THIS MAKING THESE YALVE'S UNIDIRECTIONAL. CREDIT CAN BE TAKEN FOR THESE VALVE'S
SEALING ONLY IN THE UPSTREAM DIRECTION (IN THE REVERSE DIRECTION OF THE SYSTEM FLOW ARROWL

12, A %"HOLE HAS BEEN DRILLED IN THE UPSTREAM SIDE (8 SIDEOF THE DISC'S FOR XVGABSIIA-51 AND
XVGRERIIE-S1, THUS MAKING THESE WALVES LNIDIRECTIONAL. CREDIT CAW BE TAKEN FOR THESE WALVES
SEALING ONLY IN THE DOWNSTREAM OIRECTION (IN THE DIRECTION OF THE SYSTEM FLOW ARROML

. THIS _VALVE IS EOLIPPED WITH A FAST OPERATOR, HOMEVER, THE STROKE TINE

14-51-151R

THIS DRANING IS BASED UPON DRAWTNG.

114E075, SHEET 3 OF 3, REVISION 10A casse omavmenor westmomouse

ELECTRIC CORPORATION, NUCLEAR ENERGY SYSTEMS, PITTSBURGH, PA. MHD IS SOLELY RESPONSIBLE FOR THE
ACCURACY OR THE RELIABILITY OF THE DESIGN INFORMATION SET FORTH IN THE BASE DRAWING.

FOR ALPHA REFERENCES, SEE DWG. E-302-982, FLOW DIAGRAN LEGEND.

EQUIPNENT INSIDE BOX,REFER TO ONG. D-302-65L

FOR CONVENTIONAL PIPING SPECIFICATIONS, SEE GAl SPECIFICATION SP-32%-4461-08, PAGE 29,

(VESTINGHOUSE PIPE (LASS CONVERSION 10 ENGINEER'S PIPE LINE SPECIFICATION.

grﬂﬁ AND COMPONENTS MARKED AS OR HAVE BEEN DECLASSIFIED TO DUALITY RELATED AS COVERED BY
L

OVERFLOW FROM COOLANT HEAD TANK INTEGRAL TO PUMP,

MAY EXTEND BEYOND WESTINGHOUSE EOUIPMENT FICATION 677471
FOR DETAILS REFER T0 FCN CGEC-10684.

FLANGE HAS BEEN DAILLED AND TAPPED 10 ACCEPT A %" COMPRESSION FITTING TO FACILITATE
LLRT WORK. THE FITTING SHOULD BE CAPPED AT OTHER TIMES.

THIS FLANGE HAS BEEN ORILLED AND TAPPED TQ ACCEPT A ¥ COMPRESSION FITTING TO FACLITATE
DRAIL. THE FITTING SWALL BE CAPPED AT OTHER TINES.

EXEMPT FRON 1@ CFR 5@, APPENDIX J, TYPE C TESTING BASED ON FSAR TABLE 6.2-53a.

THIS 15 A
NUCLEAR SAFETY RELATED
DOCUMENT. NO DEVIATION SHALL BE
NITIATED OR PERFORNED WITHOUT
DOCUMENTATION AND WRITTEN APPROVAL

PLEX Drawing TROOI60-002 FSAR Figure 6.3-1, SH. 3
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