
October 1, 2002

Dr. Richard Powell
Vice President for Research
University of Arizona
Tucson, AZ  85721-0066

SUBJECT:   NRC INSPECTION REPORT NO. 50-113/2002-201

Dear Dr. Powell:

This letter refers to the inspection conducted on September 9-12, 2002, at your Nuclear
Reactor Laboratory facility.  The enclosed report presents the results of that inspection.

Various aspects of your reactor operations and security programs were inspected, including
selective examinations of procedures and representative records, interviews with personnel,
and observations of the facility.  Based on the results of this inspection, no safety concern or
noncompliance with Nuclear Regulatory Commission (NRC) requirements were identified.  No
response to this letter is required.

In accordance with 10 CFR 2.790 of the NRC’s "Rules of Practice," a copy of this letter and its
enclosure will be available electronically for public inspection in the NRC Public Document
Room or from the Publicly Available Records (PARS) component of NRC’s document system
(ADAMS).  ADAMS is accessible from the NRC Web site at (the Public Electronic Reading
Room) http://www.nrc.gov/NRC/ADAMS/index.html.

Should you have any questions concerning this inspection, please contact Craig Bassett at
(404) 562-4712.

Sincerely,

/RA/

Patrick M. Madden, Section Chief
Research and Test Reactors Section
Operating Reactor Improvements Program
Division of Regulatory Improvement Programs
Office of Nuclear Reactor Regulation
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EXECUTIVE SUMMARY

This routine, announced inspection involved onsite review of selected programs and activities
since the last NRC inspection including:  Organizational Structure and Staffing, Review and
Audit Functions, Procedures, Radiation Protection, Effluent and Environmental Monitoring,
Emergency Preparedness, Transportation of Radioactive Materials, Material Control and
Accountability, and Security.

Organizational Structure and Staffing

� The licensee’s organizational structure and responsibilities were consistent with Technical
Specification requirements. 

� Shift staffing met the minimum requirements for current operations.

Review and Audit

� The review and audit program was being conducted acceptably by the Reactor
Committee.  

Procedures

� Facility procedural review, revision, and implementation satisfied Technical Specification
requirements.

Radiation Protection Program

� Surveys were being completed and documented acceptably to permit evaluation of the
radiation hazards present.

� Postings met the regulatory requirements specified in 10 CFR Parts 19 and 20.

� Personnel dosimetry was being worn as required and doses were well within the
licensee’s procedural action levels and NRC’s regulatory limits.

� Radiation monitoring equipment was being maintained and calibrated as required.

� The Radiation Protection Program being implemented by the licensee satisfied regulatory
requirements and was being reviewed annually as required.

Effluent and Environmental Monitoring

� Effluent monitoring satisfied license and regulatory requirements and releases were within
the specified regulatory and Technical Specification limits.

Emergency Preparedness

� The emergency response program was conducted in accordance with the requirements
stipulated in the Emergency Preparedness Plan.
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Transportation of Radioactive Materials

� The program for transportation of radioactive materials satisfied NRC requirements.

Security

� Security systems, equipment, training, and procedures satisfied the Physical Security Plan 
requirements.

Material Control and Accounting

� Special nuclear material was acceptably stored and controlled as required by 10 CFR
Part 70.



REPORT DETAILS

Summary of Plant Status

The licensee’s TRIGA Mark I research reactor, licensed to operate at a maximum steady-state
thermal power of one hundred and ten kilowatts (110 kW), continues to be operated in support
of education, operator training, surveillance, and research involving neutron activation analysis. 
However, during the inspection, the reactor was not operated.

1. Organizational Structure and Staffing

a. Inspection Scope (Inspection Procedure [IP] 69001)

The inspector reviewed the following regarding the licensee’s organization and
staffing to ensure that the requirements of Section 6.1 of Technical Specifications
(TS), Amendment No. 18, dated April 9, 2001, were being met:

• University of Arizona (UA) Nuclear Reactor Laboratory organizational structure
and staffing

• staff qualifications
• management responsibilities
• staffing requirements for the safe operation of the facility
• selected portions of the operations log for the past two years
• University of Arizona Research Reactor (UARR) Procedure, UARR 100,

“Administrative and Operating Procedures,” Revised (Rev) May 1999

b. Observations and Findings

The Nuclear Reactor Laboratory (NRL) organizational structure and the
responsibilities of the reactor staff had not changed since the last inspection. 
Current licensed staff consisted of the Director, Nuclear Reactor Laboratory and the
Reactor Supervisor, both of whom are qualified Senior Reactor Operators (SROs),
and one Reactor Operator (RO).  (The Chairman, Reactor Committee, is also a
qualified SRO.)  There is also an Electronic Technician on staff at the NRL and one
person is currently in training. 

The reactor operations staff satisfied the training and experience requirements
stipulated in the TS.  The operations log and associated records confirmed that shift
staffing met the minimum requirements for duty and on-call personnel. 

c. Conclusions

The licensee’s organizational structure and responsibilities were consistent with TS
requirements.  Shift staffing met the minimum requirements for current operations.
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2. Review and Audit Functions

a. Inspection Scope (IP 69001)

In order to verify that the licensee had established and conducted reviews and audits
as required in TS Section 6.2, the inspector reviewed selected aspects of:

• Reactor Committee (RC) meeting minutes for the past two years
• safety review and audit records for the past two years
• responses to the safety reviews and audits
• UARR 100, “Administrative and Operating Procedures,” Rev May 1999

b. Observations and Findings

The RC membership satisfied TS and procedural requirements.  The RC had
quarterly meetings as required and a quorum was present.  Review of the committee
meeting minutes indicated the RC provided the appropriate guidance and direction
for reactor operations to ensure that the facility was operated in a manner consistent
with public safety and within the terms of the facility license.

Since the last inspection all required audits of reactor facility activities and reviews of
programs, procedures, equipment changes, and proposed tests or experiments, had
been completed and documented.  Additionally, the biennial reviews of the
emergency and security plans had been conducted and acceptably documented. 

c. Conclusions

The review and audit program was being conducted acceptably by the Reactor
Committee.    

3. Procedures

a. Inspection Scope (IP 69001)

The inspector reviewed selected aspects of the following to verify that the licensee
was complying with the requirements of TS Section 6.3.a concerning procedural
control and approval:

• administrative controls as outlined in UARR 100, “Administrative and Operating
Procedures,” Rev May 1999

• other selected UARR procedures
• records for procedure changes and review and approval by the RC
• observation of procedure implementation
• related logs and records documenting procedure implementation

b. Observations and Findings
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UARR procedures were available for those tasks and items required by the TS and
facility directives.  Written changes were reviewed and approved by the RC as
required.  The procedures were reviewed as needed and revised as necessary.  It
was noted that the Reactor Supervisor is currently developing a program to review
the facility procedures periodically to ensure the correctness of and familiarity with
the content and requirements contained therein.

c. Conclusions

Procedural review, revision, and implementation satisfied TS requirements.

4. Radiation Protection Program

a. Inspection Scope (IP 69001)

The inspector reviewed the following to verify compliance with 10 CFR Parts 19 and
20, and TS Sections 3.4, 4.4, and 6.3.b requirements: 

• radiation and contamination survey records documented on TRIGA Reactor
Radiation Survey Report forms completed by the UA Radiation Control Office
staff

• NRL dosimetry records for 2001 through the first six months of 2002
• NRC-5 Forms for NRL staff members for 2000 and 2001
• calibration and periodic check records for radiation monitoring instruments

documented on the applicable forms in accordance with UARR 104,
“Procedures for Calibration of Continuous Air Monitor (CAM),” Rev
December 1999, UARR 131, “Procedures for Calibration of Area Monitors and
Neutron Survey Meter,” Rev July 1994, and UARR 161, “Procedures for
Calibration of Neutron Remmeter,” Rev April 1995

• UARR 138, “Procedure for Documenting Visitors and Assigning Radiation
Dosimeters,” Rev July 1994

• UARR 148, “Instructions for Use of the Frisker,” Rev October 1993
• UARR 150, “Reactor Operational Rules,” Rev September 2000
• UARR 151 “Instructions for Daily Surveillance of Reactor Instrumentation,

Safety Systems, Area Monitors, and Continuous Air Monitor,” Rev
December 2000

• UARR 155, “Monthly Checklist,” Rev June 1999
• Radiation Protection and ALARA Policy as outlined in the “Radiation Control

Program for the University of Arizona Nuclear Reactor Laboratory,” dated
September 30, 1998

The inspector also toured the facility, observed the use of dosimetry and radiation
monitoring equipment, and conducted a radiation survey using NRC monitoring
equipment.  Licensee personnel were interviewed and radiological signs and
postings were observed as well.
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b. Observations and Findings

(1) Surveys

The inspector reviewed monthly radiation and contamination surveys of
licensee controlled areas conducted by campus Radiation Control Office
(RCO) personnel.  The inspector also reviewed monthly wipe/contamination
surveys completed by NRL staff and quarterly neutron surveys of the Reactor
Room conducted by RCO personnel from 2000 to-date.  The results of these
surveys were documented on the appropriate forms and were evaluated as
required.  No corrective actions were required to be taken as a result of the
surveys because the readings or results did not exceed any action levels. 
During the inspection, the inspector conducted a radiation survey of the
Reactor Room and compared the readings detected with those found by RCO
personnel.  The results were comparable and no anomalies were noted.

(2) Postings and Notices

The inspector reviewed the postings at the entrances to various controlled
areas including the Control Room, the Reactor Room, the equipment storage
and experiment set-up room, and various adjacent laboratories and support
areas in the NRL.  The postings were acceptable and indicated the radiation
and contamination hazards present.  Other postings also showed the industrial
hygiene hazards present in the areas.  The facility’s radioactive material
storage areas were noted to be properly posted.  No unmarked radioactive
material was detected in the facility.  Copies of current notices to workers
required by 10 CFR Part 19 were posted on various bulletin boards throughout
the facility including one in the Control Room and one in the NRL
Administrative Office as well.

(3) Dosimetry

The licensee used a National Voluntary Laboratory Accreditation Program
accredited vendor (Landauer) to process personnel dosimetry.  Through direct
observation, the inspector determined that dosimetry was acceptably used by
facility personnel.

An examination of the records for the past two years through July of 2002,
showed that all exposures were well within NRC limits and within licensee
action levels.  The highest annual whole body exposure received by a single
individual for the past two years was less than 25 millirem.

(4) Radiation Monitoring Equipment

The calibration of portable survey meters and friskers was completed by RCO
personnel while calibrations of fixed radiation detectors, air monitoring
equipment, and a water monitor were performed by NRL staff.  The calibration
records of selected portable survey meters, friskers, fixed radiation detectors,
and air monitoring equipment in use at the facility were reviewed.  Calibration
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frequency met the requirements established in the applicable procedures and
records of the results were being maintained as required.

(5) Radiation Protection Program

The licensee’s Radiation Protection Program was established through the
UARR procedures and in the document entitled, “Radiation Control Program
for the University of Arizona Nuclear Reactor Laboratory,” dated September
30, 1998.  The program was further explained in the campus document
entitled, “UA Introduction to Radiation Safety,” and the UA “Radiation Accident
Emergency Plan,” last reviewed June 15, 2002.  The program required that all
personnel who had unescorted access to work in a radiation area or with
radioactive material receive training in radiation protection, policies,
procedures, requirements, and facilities prior to entry.

The inspector verified that the NRL radiation protection program was being
reviewed annually as required by 10 CFR 20.1101(c).

(6) ALARA Policy

The ALARA Policy was also outlined and established in the “Radiation Control
Program for the University of Arizona Nuclear Reactor Laboratory,” dated
September 30, 1998.  The ALARA program provided guidance for keeping
doses as low as reasonably achievable and was consistent with the guidance
in 10 CFR Part 20.

(7) Facility Tours

The inspector toured the Control Room, Reactor Room, the equipment storage
and experiment set-up room, and selected support laboratories and areas. 
Control of radioactive material and control of access to radiation and high
radiation areas were acceptable.  As noted earlier, the postings and signs for
these areas were appropriate.

c. Conclusions

The inspector determined that, because:  1) surveys were being completed and
documented acceptably; 2) postings met regulatory requirements; 3) personnel
dosimetry was being worn as required and doses were well within the NRC’s
regulatory limits; and 4) radiation monitoring equipment was being maintained and
calibrated as required, the Radiation Protection Program being implemented by the
licensee satisfied regulatory requirements.

5. Effluent and Environmental Monitoring

a. Inspection Scope (IP 69001) 

The inspector reviewed the following to verify compliance with the requirements of
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10 CFR Part 20 and TS Sections 3.7-3.9, 3.12, 4.4, 5.6, and 6.10: 

• UARR 106, “Procedures for Calibration of the Water Monitor,” Rev July 1994
• UARR 114, “Procedures for Responding to Suspected Primary Coolant Leaks,”

Rev July 1994
• UARR 137, “Procedure for Collection and Use of Reactor Pool Water,”

Rev July 1994
• UARR 149, “Radiation Protection Instructions for the Nuclear Reactor

Laboratory,” Rev October 1993 
• UARR 151, “Instructions for Daily Surveillance of Reactor Instrumentation,

Safety Systems, Area Monitors, and Continuous Air Monitor,” Rev November
1998

• UARR 156, “Annual Checklist,” Rev May 2000
• licensee Annual Reports for reporting periods:  July 1999 - June 2000,

July 2000 - June 2001, and July 2001 - June 2002
• airborne release records documented in the Annual Reports for the period from

July 2000 - June 2002
• liquid release records also documented in the Annual Reports for the period

from July 2000 - June 2002

b. Observation and Findings

The inspector reviewed the calibration records of the area and air monitoring
systems.  These systems had been calibrated annually as required by procedure. 
The daily set point verifications for the monitoring equipment were completed as
required.  Continuous Air Monitor filters were changed and analyzed monthly as
required as well.  No activity above the lower limit of detection was detected on the
air filters.

The inspector also reviewed the records documenting liquid and airborne releases to
the environment for the past two years.  Gaseous releases were calculated as
prescribed by procedure and acceptably documented.  The results indicated that the
releases were well within 10 CFR Part 20 Appendix B, Table 2 concentrations, and
TS limits.  To demonstrate compliance with the annual dose constraints of
10 CFR 20.1101(d), the licensee used the COMPLY computer code.  The highest
dose calculated that could be received as a result of gaseous emissions from
reactor operations was 0.2 millirem per year (mr/yr) for 2000 and 0.2 mr/yr for 2001. 
These doses were well below the limit set in 10 CFR 20.1101(d) of 10 mr/yr.

The inspector verified that the licensee had not released any liquid from the facility
during the past two years.

c. Conclusions

Effluent monitoring satisfied license and regulatory requirements and releases were
within the specified regulatory and TS limits.
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6. Emergency Preparedness

a. Inspection Scope (IP 69001)

To ensure compliance with the Emergency Plan, the inspector reviewed selected
aspects of:

• UARR 101, “Emergency Procedures,” Rev November 1998
• UARR 101, “Emergency Procedures - Implementing Appendix,” Rev

September 2001
• UARR 115, “Procedures for Responding to an Earthquake Scram,” Rev

July 1994
• UARR 132, “Procedures for Maintenance of the Emergency Kit,” Rev

November 1998
• UARR 156, “Annual Checklist,” Rev December 2000
• UARR 160, “University of Arizona Research Reactor Biennial Emergency Plan

Audit,” Rev March 2001
• emergency response facilities, supplies, equipment and instrumentation
• training records for licensee staff and support personnel
• Letters of Agreement documenting support for the Nuclear Reactor Laboratory
• emergency drills and exercises for the past two years

The inspector also visited the University of Arizona Medical Center and observed the
Decontamination Room and the Emergency/Trauma Center and associated
instruments and equipment.

b. Observations and Findings

(1) Observations

The Emergency Plan (E-Plan) in use at the Nuclear Radiation Center was the
same as the version most recently approved by the NRC, Revision 8, dated
November 1998.  The E-Plan and implementing procedures were audited and
reviewed annually as required.  Implementing procedures were determined to
be adequate to effectively implement the E-Plan.  The inspector verified that
emergency facilities, instrumentation, and equipment were being maintained
and controlled and that the supplies were available as specified in procedure
UARR 132.  The inspector also noted that the Emergency Kit was being
inventoried monthly as required in the E-Plan.  The inspector and the Reactor
Supervisor conducted an inventory of the Emergency Kit during the inspection.

Through records review and through interviews with licensee personnel,
emergency responders were determined to be knowledgeable of the proper
actions to take in case of an emergency.  Agreements with the various
response organizations including, the UA Radiation Control Office, UA Police
Department, University Medical Center, City of Tucson Fire Department, and
Rural/Metro Southwest Ambulance Service, had been updated and maintained
annually as required.  Communications capabilities were acceptable with these
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support groups and had been tested during the annual drill as stipulated in the
E-Plan.  Off-site support for the facility was verified to be in accordance with
the E-Plan. 

Emergency drills had been conducted annually as required by the E-Plan. 
Critiques were written following the drills to document the strengths and
weaknesses identified during the exercises and to develop possible solutions
to any problems noted. 

Emergency preparedness and response training for reactor staff was being
completed and documented.  Training was also being conducted annually for
RCO personnel as required.  UA Police Department personnel were provided
training on an “as needed” basis. 

(2) Findings

Section 55.59 of Title10 CFR 55.59 requires that each licensee have a
requalification program for facility personnel licensed to operate the reactor.

The licensee’s “Operator and Senior Operator Requalification Program for the
University of Arizona Research Reactor,” Rev 1, dated September 15, 1989,
requires in Section 4.1 that each licensed RO and SRO shall review the
Administrative and Operating Procedures and the Emergency Procedures at
least once during the two-year term of the program.

On May 28, 2002, the licensee submitted a letter to the NRC outlining a
problem that had occurred at the facility.  The licensee had discovered this
problem during a biennial review of the Requalification Program in May.  The
licensee found that two SROs and one RO had not completed the required
procedure review within the two-year requalification period from January 1,
2000, to December 31, 2001.  One SRO last reviewed the procedures
November 5, 1999; a second SRO had last reviewed the procedures on
November 11, 1999; and the RO last reviewed the procedures on November 9,
1999.  Therefore, they were all out of compliance as of January 1, 2002.  The
various operators’ certifications to operate the reactor were withdrawn until
they had completed the required procedure reviews.  All the operators had
completed their review by May 23, 2002.  The cause of the problem was noted
to be an oversight on the part of the Reactor Supervisor.

The licensee was informed that failure of two SROs and an RO to complete a
review of the Administrative, Operating, and Emergency Procedures within the
two-year requalification period from January 1, 2000, to December 31, 2001,
was an apparent violation.  However, since the problem had been identified by
the licensee and corrective action taken, the licensee was informed that this
licensee-identified and corrected violation is being treated as a Non-cited
Violation (NCV), consistent with Section VII.B.1 of the NRC Enforcement Policy
(NCV 50-113/2002-201-01).  This item is considered closed.  
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c. Conclusions

The emergency response program was conducted in accordance with the
requirements stipulated in the Emergency Preparedness Plan.  One Non-Cited
Violation was noted for failure to comply with the Requalification Program.

7. Transportation

a. Inspection Scope (IP 86740)

The inspector reviewed the following to verify compliance with procedural
requirements for transferring licensed material:

• UARR 127, “Procedures for Shipping and Receiving Special Nuclear Material,”
Rev July 1994

• records of radioactive material shipments for 2000 and to-date

The inspector also interviewed licensee personnel.

b. Observations and Findings

Staff interviews and record reviews showed that the licensee had not completed any
radioactive material shipments under the auspices of the reactor license in the past
two years.  However, the inspector reviewed the licensee’s program for
transportation of radioactive material transport and determined that it was adequate.

c. Conclusions

The program for transportation of radioactive materials satisfied NRC requirements.

8. Security

a. Inspection Scope (IPs 81402 and 81431)

To verify compliance with the licensee’s NRC-approved Physical Security Plan
(PSP) and to assure that changes, if any, to the plan had not reduced its overall
effectiveness, the inspector reviewed:

• security systems, equipment, and instruments
• logs, records, and reports concerning security
• audits of security
• access and key control
• UARR 100, “Administrative and Operating Procedures,” Rev May 1999
• UARR 120, “Procedures for Response to a Bomb Threat,” Rev November

1998
• UARR 123, “Procedures for Setting the Intrusion Alarm,” Rev September 2000
• UARR 124, “Procedures for Responding to the Theft or Threats of Theft of

Special Nuclear Material,” Rev November 1998
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• UARR 128, “Procedures for Test of Intrusion Alarm,” Rev April 2002
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• UARR 156, “Annual Checklist,” Rev December 2000
• UARR 157, “Procedure for Semi-Annual Key Inventory,” Rev November 1998

The inspector also visited the UA Police Department (UAPD) and Dispatch Office,
observed a test of the NRL alarm system, reviewed the current NRL Notification
Roster, and reviewed the UAPD emergency protocol established for response to the
NRL.

b. Observations and Findings

The PSP was the same as the latest revision approved by the NRC, Revision 7,
dated May 2002.  Campus police personnel provided security as required by the
plan.  The Tucson Police Department, Pima County Sheriff’s Department, and the
Arizona Department of Public Safety would also provide assistance if needed. 
Physical protection systems (barriers and alarms), equipment, and instrumentation
were as required by the PSP.  Periodic security checks, tests, verifications, and
biennial audits were performed and tracked as required.  Corrective actions were
taken when problems with security or the equipment were noted.  

Access control was implemented as required by the PSP and licensee procedure
UARR 100.  The inspector noted that the licensee had developed a new procedure
for allowing visitors, including tour groups, escorted access to the Controlled Access
Area.  Key control was verified to be as indicated in the PSP.  Security training was
provided to NRL staff members as required.  Response rosters were current and
posted as required.  Communication between the reactor staff and the UAPD was
acceptable and checked periodically. 

c. Conclusions

Security systems, equipment, training, and procedures satisfied PSP requirements.

9. Material Control and Accounting

a. Inspection Scope (IP 85102)

To verify compliance with 10 CFR Parts 70 and 74, the inspector reviewed: 

• control of Special Nuclear Material (SNM) storage areas
• UARR 119, “Procedures for Control, Accounting, and Inventory of Special

Nuclear Material,” Rev November 1998
• UARR 156, “Annual Checklist,” Rev December 2000
• annual fuel inventory results
• Nuclear Material Transaction Reports for the time period from October 2000

through March 2002

b. Observations and Findings
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Through records review and direct observation, the inspector verified that licensed
SNM was stored only in designated areas and that the licensee was maintaining
control of those storage areas as required.  Records also showed that physical
inventories were conducted at least annually as required by 10 CFR 70.51(d). 
Nuclear Material Transaction Reports (DOE/NRC Form 741) and Material Status
Reports (DOE/NRC Form 742) had been completed semiannually and submitted by
the licensee to the appropriate regulatory agencies in a timely manner and as
required by 10 CFR 74.13(1).

c. Conclusions

The licensee was acceptably storing, controlling, and reporting on the SNM in their
possession as required by 10 CFR Part 70.

10. Exit Interview

The inspection scope and results were summarized on September 12, 2002, with
members of licensee management.  The inspector described the areas inspected and
discussed in detail in the inspection findings.  No dissenting comments were received
from the licensee.  The Physical Security Plan, and related subject matter, were identified
as proprietary information.



PARTIAL LIST OF PERSONS CONTACTED

Licensee

M. Cusanovich, Director, Arizona Research Laboratories
M. Gavelek Reactor Supervisor
W. Lohmeier Electronic Technician
R. Offerle Senior Reactor Operator
J. Williams Director, Nuclear Reactor Laboratory

Other Personnel

C. Cronk Supervisor, Lock Shop/Key Desk, UA Facilities Management Maintenance
Services

K. Haywood Commander, UA Police Department
D. Silvain Reactor and Medical Health Physicist, UA Radiation Control Office
M. Wacks Chairman, Reactor Committee

INSPECTION PROCEDURES USED

IP 69001 Class II Research and Test Reactors
IP 81402 Reports of Safeguards Events
IP 81431 Fixed Site Physical Protection of Special Nuclear Material of Low Strategic   

Significance
IP 85102 Material Control and Accounting - Reactors
IP 86740 Inspection of Transportation Activities

ITEMS OPENED, CLOSED, AND DISCUSSED

Opened

50-113/2002-201-01 NCV Failure of two SROs and an RO to complete a review of the
Administrative, Operating, and Emergency Procedures within
the two-year requalification period from January 1, 2000, to
December 31, 2001.

Closed

50-113/2002-201-01 NCV Failure of two SROs and an RO to complete a review of the
Administrative, Operating, and Emergency Procedures within
the two-year requalification period from January 1, 2000, to
December 31, 2001. 



PARTIAL LIST OF ACRONYMS USED

ALARA As Low As Reasonably Achievable
CFR Code of Federal Regulations
E-Plan Emergency Plan
IP Inspection Procedure
mr/yr millirem per year
NCV Non-Cited Violation
NRC Nuclear Regulatory Commission
NRL Nuclear Reactor Laboratory
PSP Physical Security Plan
RC Reactor Committee
RCO Radiation Control Office
Rev Revised/Revision
RO Reactor Operator
SNM Special Nuclear Material
SRO Senior Reactor Operator
TS Technical Specifications
UA University of Arizona
UAPD University of Arizona Police Department
UARR University of Arizona Research Reactor 


