
AC Sources-Operating 
3.8.1

ACTIONS 

CONDITION REQUIRED ACTION COMPLETION TIME 

A. (continued) A.2 Restore required offsite 72 hours 
circuit to OPERABLE 
status. AND 

24 hours from 
discovery of two 
divisions with no 
offsite power 

AND 

17 days from 
discovery of failure to 
meet LCO 

B. One required DG B.1 Perform SR 3.8.1.1 for 1 hour 
inoperable. OPERABLE required 

offsite circuit(s). AND 
Once per 8 hours 

thereafter 

AND 

B.2 Declare required 4 hours from discovery 
feature(s), supported by of Condition B 
the inoperable DG, concurrent with 
inoperable when the inoperability of 
redundant required redundant required 
feature(s) are feature(s) 
inoperable.  

AND 
(continued)

Amendment No. 94- 125

I

RIVER BEND 3.8-2



AC Sources-Operating 
3.8.1

ACTIONS 

CONDITION REQUIRED ACTION COMPLETION TIME 

B. (continued) B.3.1 Determine OPERABLE 24 hours 
DG(s) are not 
inoperable due to 
common cause failure.  

OR 

B.3.2 Perform SR 3.8.1.2 for 24 hours 
OPERABLE DG(s).  

AND 

B.4 Restore required DG to 72 hours from 
OPERABLE status. discovery of an 

inoperable Division III 
DG 

AND 

14 days 

AND 

17 days from 
discovery of failure to 
meet LCO 

C. Two required offsite circuits C.1 Declare required 12 hours from 
inoperable, feature(s) inoperable discovery of 

when the redundant Condition C 
required feature(s) are concurrent with 
inoperable. inoperability of 

redundant required 
feature(s) 

AND 
24 hours 

C.2 Restore one required 
offsite circuit to 
OPERABLE status.  

(continued)
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