
AMENDMENT 

DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.3-1

Unit 0 (Common) Components

Control Cable For OSX02PA 
Control Cable For 0SX158A 

Control Cable For OSX158B 
Control Cable For OSX162A 

Control Cable For OSX1 62C 

Control Cable For OSX163A 

Control Cable For OSX163B 

Control Cable For OSX163C 

Control Cable For OSX163D

Unit 1 Components

1VE04Y 
IVE17Y 

1AP178 

1AP401 

I DC242 

I DC244 

1DC242 

1DC244

DMsion 12 MEER Fire Damper 
Division 12 MEER Fire Damper 

Power Cable For 1AP05EA 

Control Cable For 1APO5EA 

Control Cable For 1AP99E and IAP93E 

Control Cable For 1AP99E and 1AP93E 

Control Cable For 1AP99E and 1AP93E 

Control Cable For 1AP99E and 1AP93E

DMsion 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

NONE

1VE01C

1VE01Y

1VE02Y

IVE006 
1VE023 

1VE027 

1VE043 

1VEO02 
1VE022 
1VE023 

1VE025 
1VE026 

1VE027 

1VE043 

IVE002 
1VE022

Power Cable For IVE01C Control Cable For 1VEO1C, IVE01Y, and 

1VE02Y 
Control Cable For 1VE01C, IVEO1Y. and 

1VE02Y 
Control Cable For 1VE01C, 1VE01Y, and 

1VE02Y 
Instrument Cable For IVE01Y and 1VE02Y 

Control Cable For IVE01Y and 1VE02Y 

Control Cable For 1VE01C, 1VE01Y, and 

1VE02Y 
Control Cable For 1VE01Y and 1VE02Y 

Control Cable For 1VEO1Y and 1VE02Y 

Control Cable For IVEO1C, IVE01Y, and 

1VE02Y 
Control Cable For IVE01C, iVEO1Y, and 

1VE02Y 
Instrument Cable For 1VE01Y and 1VEO2Y 

Control Cable For iVE01Y and IVE02Y
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OSX02PA 
0SX158A 
0SX158B 
OSX162A 
OSX162C 
OSX163A 
0SX163B 
OSX163C 
OSX163D

1SX258 
1SX079 

2SX079 

1SX157 

2SX157 

1SX149 

1SX153 

2SX149 

2SX153

1APO5EA 

1AP93E 

1AP99E



BYRON -FPR AMENDMENT 20 
DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 5.3-1 

1VE023 Control Cable For IVE01C, IVE01Y, and 
1VE02Y 

1VE025 Control Cable For IVE01Y and 1VE02Y 

1VE026 Control Cable For IVEO0Y and 1VE02Y 

1VE027 Control Cable For 1VEO1C, 1VEO0Y, and 
1VE02Y 

1VE043 Control Cable For 1VE01C, 1VE01Y, and 
1VE02Y 

Unit 2 Components 

2AP05EE 2AP178 Power Cable For 2AP05EE NONE 

2AP401 Control Cable For 2AP05EE 

2AP93E 2DC242 Control Cable For 2AP99E and 2AP93E 

2DC244 Control Cable For 2AP99E and 2AP93E 

2AP99E 2DC242 Control Cable For 2AP99E and 2AP93E 

2DC244 Control Cable For 2AP99E and 2AP93E 

2VX05C 2VX044 Control Cable For 2VX05C

(Sheet 498)



AMENDMENT"--.%, 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.3-2

Division 12t22 
Affected Equipment Equipment 

Equipment In Zone Description

Unit 0 (Common) Components

OSXO2PA 1SX172 Control Cable For OSX02PA

Unit 1 Components

NONE

Unit 2 Components 

2VE04Y 
2VE17Y

NONE 

NONE 

2VE01C
Dislon 22 MEER Fire Damper 
Division 22 MEER Fire Damper

2VEO1Y

2VEO2Y

2VE006 
2VE023 

2VE027 

2VE043 

2VE002 
2VE022 
2VE023 

2VE025 
2VE026 
2VE027 

2VE043 

2VE002 
2VE022 

2VE023 

2VE025 
2VE026 
2VE027

Power Cable For 2VE01 C 
Control Cable For 2VEO1C, 2VEO1Y, and 
2VEO2Y 
Control Cable For 2VE01C, 2VEO1Y, and 

2VEO2Y 
Control Cable For 2VE01C, 2VEO1Y. and 
2VEO2Y 
Instrument Cable For 2VEOIY and 2VEO2Y 

Control Cable For 2VEO1Y and 2VEO2Y 

Control Cable For 2VE01 C, 2VEOIY, and 
2VEO2Y 
Control Cable For 2VEO1Y and 2VEO2Y 

Control Cable For 2VEOI1Y and 2VEO2Y 

Control Cable For 2VEO1C, 2VEO1Y, and 

2VEO2Y 
Control Cable For 2VE01 C, 2VEO1 Y, and 
2VEO2Y 
Instrument Cable For 2VEO1Y and 2VEO2Y 

Control Cable For 2VEO1Y and 2VEO2Y 

Control Cable For 2VE01C, 2VE01Y, and 
2VE02Y 
Control Cable For 2VE01Y and 2VE02Y 

Control Cable For 2VEO1Y and 2VE02Y 

Control Cable For 2VE01C. 2VE01Y, and 
2VE02Y

(Sheet 499)
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AMENDMENT 20 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 5.3-2

Divsion 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

2VE043 Control Cable For 2VEO1C, 2VE01Y, and 
2VE02Y

(Sheet 500)
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AMENDMENT'ht
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11121 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 5.4-1

Division 12122 
Affected Equipment Equipment 
Equipment In Zone Description

Unit 0 (Common) Components

OSX158B 
OSX162A 
OSX162C 
0SX163C 
OSX163D 
0VC02CA 

0VCO33Y 

OVC043Y 

OVC17Y

2SX079 
1 SX345 
2SX157 

2SX149 

2SX153 

1VC016 

1V0029 

1VC016 

1VC030 

1VC157 

1VC491 

1VC571 

1VC016 

1VC030 

1VC159 

1VC491 

1VC573 

1VC577 

IVC016 

1VC030 

IVC158

Control Cable For OSX158B 
Control Cable For OSX162A 
Control Cable For OSX162C 

Control Cable For OSX163C 

Control Cable For OSX163D 

Control Cable For OVC281Y, OVC02CA, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC281Y and OVCO2CA 

Control Cable For OVC281Y, OVC02CA, 

OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC20Y, OVC281Y, OVC033Y.  
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC033Y and OVC281Y 

Control Cable For OVC281Y, OVC033Y, 
0VC043Y, 0VC17Y, and OVC19Y 

Control Cable For 0VC033Y and OVC281Y 

Control Cable For OVC281Y, OVC02CA, 
0VC033Y, OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC20Y, OVC281Y, OVC033Y.  

OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC043Y 

Control Cable For OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC043Y 

Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVC043Y, and OVCl8Y 

Control Cable For OVC281Y, OVC02CA, 
0VCO33Y. OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC20Y, OVC281Y, OVC033Y.  

OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC17Y, OVC18Y, OVC19Y, 

and OVC20Y

OCCOIE-C 1 DC039

1 DC040

oCCo0P 1 DC039

iDC040

OSX02PB 1DC184

Power Cable For OCCO0 E-C, OVA01CB, 0VA02CB, 1AP06EE, lAP06EF, 1AP06EL, 
1AP06EN, IAP06EP, IAP06ES, 1CC01PB, 
1CV01PB, I1RHOIPB, 1SX01PB.,OCC01P, 
0VA475Y, 1AP12E, 1AP98E, 1DG01KB, 
1SXO1PB-C. 1VA01CE, 1VAOICH, 1VA02CC, 
1VA02CD, 1VA06CC, and 1VA06CD 

Power Cable For OCCO1 E-C, OVA01 CB, 
OVA02CB, 1AP06EE, 1AP06EF, IAP06EL, 
1AP06EN, 1AP06EP, 1APO6ES, 1CCO1PB, 
1CV01PB, 1 RHO1PB. 1SX01PB, OCCO1P.  
0VA475Y, IAP12E, IAP98E, 1DG01KB, 
1SXOIPB-C, IVAO1CE, 1VA01CH, 1VA02CC, 
IVA02CD, 1VA06CC, and 1VA06CD 

Power Cable For OCCO1E-C, OVAOICB, 
OVA02CB, 1AP06EE, 1AP06EF, 1AP06EL, 
IAP06EN, IAP06EP, IAP06ES. ICC01PB, 
1CV01PB, IRH01PB, 1SXOIPB, OCC01P, 
0VA475Y. 1AP12E, 1AP98E, 1DGOIKB, 
1SX01PB-C, 1VAO1CE, 1VAO1CH, 1VA02CC, 
IVA02CD, IVA06CC, and IVA06CD 
Power Cable For OCCO01E-C. OVA01CB, 
OVA02CB, 1AP06EE, 1AP06EF, 1AP06EL, 
1AP06EN, 1AP06EP, 1AP06ES, lCC01PB, 
1CV01PB, 1RHOIPB, 1SX01PB, OCCOI0P, 
0VA475Y, 1AP12E, 1AP98E, 1DGO1KB, 
1SXO1PB-C, 1VAO1CE, 1VAO1CH, 1VA02CC, 
1VA02CD, 1VA06CC, and 1VA06CD 

Control Cable For OSX02PB, IAF005E, 
1AF005F, 1AF005G, 1AF005H. 1AFO01PB, 
1MSOOIA-DIV12, 1MS001B-DIV12, 1MSOO1C
DIV12, 1 MSOOID-DIV12, IAF01PB-A, IAFO1PB
C. and 1SX173

(Sheet 501)
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AMENDMENT20•' 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 5.4-1

1VC491 

1VC572 

IVC030 

1VC158 

1VC572 

1VC577 

1VC016 

1VC030 

IVC158 

1VC491 

1VC572 

1VC577 

IVC030 

1VC158 

1VC572 

1VC577 

1VC016 

1VC029 

IVC030

Division 12122 
Affected Equipment Equipment 
Equipment In Zone Description

OVA0ICB 1 DC039

1DC640

OVA02CB 1DC039

Control Cable For OVC281Y, OVC033Y, 
OVC043Y. OVC17Y, and OVC19Y 
Control Cable For OVC17Y, OVC18Y, OVC19Y, 
and OVC20Y 
Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 
Control Cable For OVC17Y, OVCI8Y, OVCI9Y, 
and OVC20Y 
Control Cable For OVC17Y, OVC18Y, OVC19Y, 
and OVC20Y 
Control Cable For OVCI9Y, OVC20Y, OVC281Y.  
OVC043Y, and OVC18Y 
Control Cable For OVC281Y, OVC02CA, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y 
Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 
Control Cable For OVC17Y, OVC18Y, OVC19Y, 
and OVC20Y 
Control Cable For OVC281Y. OVC033Y, 
OVC043Y, OVC17Y, and OVC19Y 
Control Cable For OVC17Y, OVCI8Y, OVCI9Y, 
and OVC20Y 
Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC18Y 
Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 
Control Cable For OVC17Y, OVC1 8Y, OVC19Y, 
and OVC20Y 
Control Cable For OVC17Y, OVCIBY, OVCI9Y, 
and OVC20Y 
Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC18Y 
Control Cable For OVC281Y, OVC02CA, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC281Y and OVC02CA 

Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVCo43Y, OVC17Y, OVc18Y, and OVC19Y

OVA475Y 1DC039

Power Cable For OCCO1 E-C, OVAO1CB, 
OVA02CB, 1AP06EE, 1AP06EF, 1AP06EL, 
1AP06EN, IAP06EP, IAP06ES, 1CC01PB, 
1CVOIPB, IRHO01PB, 1SXO1 PB, OCCOIP, 
0VA475Y, IAP12E, 1AP98E, 1DGO1KB, 
1SX01PB-C. IVA01CE, 1VA01CH, 1VA02CC, 
1VA02CD, 1VA06CC, and 1VA06CD 
Power Cable For OCCO0 E-C, OVAOICB, 
OVA02CB, 1AP06EE, 1AP06EF, 1AP06EL, 
1AP06EN, 1AP06EP, 1AP06ES, ICC01PB, 
1CV01 PB, 1RHO01PB, 1SX01PB, OCCOIP, 
0VA475Y, 1AP12E, IAP98E, 1DGO1KB, 
1SX01PB-C, 1VA0ICE, 1VA01CH, 1VA02CC, 
1VA02CD, 1VA06CC, and 1VA06CD 
Power Cable For OCCO0 E-C, OVAOIGCB, 
OVA02CB, IAP06EE, 1AP06EF, 1AP06EL.  
IAP06EN, 1AP06EP, 1AP06ES, lCCO1PB, 
1CV01 PB, 1RHO1PB, 1SXO1 PB, OCCOIP, 
0VA475Y, 1AP12E, 1AP98E, IDGO1KB, 
1SX01PB-C, 1VAO1CE, 1VA01CH, 1VA02CC, 
1VA02CD, 1VA06CC, and IVA06CD 
Power Cable For OCCO0 E-C, OVAO1 CB, 
OVA02CB, 1AP06EE, 1AP06EF, 1AP06EL, 
1AP06EN, 1AP06EP, IAP06ES, ICC01PB, 
ICVO1PB, 1RHOIPB, ISX01PB.0CCO1P, 
0VA475Y, IAP12E, 1AP98E, 1DGOIKB, 
ISX01PB-C, 1VAO1CE, 1VA01CH, 1VA02CC, 
1VA02CD, 1VA06CC, and 1VA06CD 
Power Cable For OCCO0 E-C, OVAO1 CB, 
0VA02CB, 1AP06EE, 1AP06EF, 1AP06EL, 
1AP06EN, lAPO6EP, 1AP06ES, 1CC01PB, 
ICV01PB, 1RHOIPB, 1SXO1PB, OCCOIP, 
0VA475Y, 1AP12E, IAP98E, 1DG01KB, 
1SXOIPB-C, 1VA01CE, 1VAO1CH, 1VA02CC, 
IVA02CD, 1VA06GC, and 1VA06CD

(Sheet 502)
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OVCISY

OVCI9Y

OVC20Y

OVC281Y

1DC040



AMENDMENT 20 
DECEMBER 2002

TABLE 2.4-4 (Cont d)

Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.4-1

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

1DC040Control Cable For 0VC033Y and OVC281Y 
Control Cable For OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, and OVC19Y 
Control Cable For OVC033Y and OVC281Y 
Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVC043Y, and OVCI8Y

OVCO1CB

OVC02CB

1DC062

1DC240

1DC062

I DC240

OVC172Y 1 DC062

1DC240

1VC157 
1VC491 

1VC571 
1VC577

(Sheet 503)
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Power Cable For OCCO1 E-C, OVA01 CB, 
OVA02CB, 1AP06EE, 1AP06EF, 1AP06EL, 
1AP06EN, IAP06EP, IAP06ES, 1CCO1PB, 
1CV01PB, 1RHOIPB, 1SX01PB, OCCOIP, 
0VA475Y, 1AP12E, 1AP98E, 1DG01KB, 
1SX01PB-C, 1VAO1CE, 1VA01CH, 1VA02CC, 
1VA02CD, 1VA06CC, and 1VA06CD 
Power Cable For OVCO1CB, 1AP12E, 1VD01CB, 
1VPO1CB, IVPO1CD, OVC02CB, OVC172Y, 
OVC175Y, OVC182Y, OVC217Y, 1AP23E, 
1AP24E, 1AP27E, 1AP28E, 1AP32E, and 
1DC04E 
Power Cable For OVC01 CB, 1AP12E, 1VDOICB, 
1VPO1CB, 1VP01CD, OVC02CB, OVC172Y, 
OVC175Y, OVC182Y, OVC217Y, 1AP23E.  
1AP24E, 1AP27E, IAP28E, IAP32E, and 
1DC04E 
Power Cable For OVCOICB, 1API2E. 1VDO1CB, 
1VP01CB, 1VP01 CD, OVC02CB, OVC172Y, 
OVC175Y, OVC182Y, OVC217Y, IAP23E, 
1AP24E, 1AP27E, 1AP28E, 1AP32E, and 
IDC04E 
Power Cable For OVC01CB, IAP12E, 1VDOICB, 
1VP01CB, 1VPOICD, OVC02CB, OVC172Y, 
OVC175Y, OVC1 82Y, OVC217Y, 1AP23E, 
1AP24E, 1AP27E, 1AP28E, 1AP32E. and 
IDC04E 
Power Cable ForOVCOICB, IAP12E, 1VDO1CB, 
1VPOICB, 1VP01 CD, OVC02CB, OVC172Y.  
OVC175Y, OVC182Y, OVC217Y, 1AP23E, 
1AP24E, 1AP27E, 1AP28E, 1AP32E, and 
1DC04E 
Power Cable For OVC01CB, IAP12E, 1VD01CB, 
1VP01CB, 1VPO1CD, OVC02CB, OVC172Y, 
OVC175Y, OVC182Y, OVC217Y, 1AP23E, 
1AP24E, 1AP27E, 1AP28E, 1AP32E, and 
1DC04E



AMENDMENT 20 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Descdption 

Fire Zone Number: 5.4-1

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

OVC175Y 1 DC062

1 DC240

OVC182Y 1 D0062

1DC240

OVC217Y 1 DC062

1 DC240

Unit I Components 

1VE06Y 
1VE12Y

1AF006A 
1AF017A

IVE17Y 
1AF058 
1AF097

Division 11 MEER Fire Damper 
Division 11 MEER Fire Damper 

Division 12 MEER Fire Damper 
Control Cable For 1AF006A 
Control Cable For 1AF017A

lDC02E 
lDC04E 

1DC06E 
1DC1IJ 
IlP02E

Power Cable For OVCO1CB, 1AP12E, 1VD01CB, 
1VP01 CB, 1VPO1CD, OVC02CB, OVC172Y, 
OVC175Y, 0VC182Y, OVC217Y, 1AP23E, 
1AP24E, 1AP27E, 1AP28E, 1AP32E, and 
1DC04E 
Power Cable For OVCO1CB, 1AP12E, 1VDOICB, 
1VP01CB, 1VP01CD, OVC02CB, OVC172Y, 
0VC175Y, OVC1 82Y. OVC217Y, IAP23E, 
1AP24E, 1AP27E, 1AP28E, 1AP32E, and 
1DCO4E 
Power Cable For 0VC01CB, 1AP12E, 1VDO1CB, 
1VP01CB, 1VP01CD, OVC02CB, OVC172Y, 
OVC175Y, OVC182Y, OVC217Y. 1AP23E, 
1 AP24E, 1AP27E, 1AP28E, 1AP32E, and 
1DC04E 
Power Cable For OVC01CB, 1AP12E, 1VD01CB, 
1VPO1CB, 1VPO1CD, OVC02CB, 0VC172Y, 
OVC175Y, OVC182Y, OVC217Y, 1AP23E, 
1AP24E, 1AP27E, 1AP28E, 1AP32E, and 
1DC04E 
Power Cable For OVC01 CB, 1AP12E, 1 VDO1CB, 
1VPO1CB. 1VPO1CD, OVC02CB, OVC172Y, 
OVC175Y, OVC182Y, OVC217Y, 1AP23E.  
1AP24E, 1AP27E. 1AP28E, 1AP32E, and 
1DC04E 
Power Cable For OVCO1CB, 1AP12E, 1VD01CB, 
1VP01CB, 1VP01CD, OVC02CB, 0VC172Y, 
OVC175Y, OVC182Y, OVC217Y, 1AP23E, 
1AP24E, 1AP27E, 1AP28E. 1AP32E, and 
1DC04E 

Division 12 125V Battery 112 
Division 12 Battery Charger 112 

Division 12 125Vdc Distribution Center 112 
Division 12 125Vdc Fuse Panel 

Division 12 Instrument Bus 112 Transformer

(Sheet 504)
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AMENDMENT 20 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 5.4-1

Divsion 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

1AFO0PA 

IAF01PA-A 

1APO5EA 
1AP05EC 

1AP05EE 
1AP05EF 

1AP05EG 

1AP05EJ 

1AP05EK 
1AP05EP 

ICC9415 
1CC9473A 
IDG01KA 
IIPO1J 

1RHO1PA

1AF013 
1AF064 
1AF293 
1EF026 
IAF013 
1AF064 
IAP180 
1S!004 
1SI005 
IAP311 
1DGOO5 
1DG152 
1DG228 
IAP056 
1AP634 
1CS002 
1CS004 
1EF086 
1WO024 
1AP072 
1AP073 
1AP319 
1AP320 
1AP321 
1AP322 
2AP586 
ICC067 
1CC127 
1DG174 
I EF037 

1RHOO3

lIP04E 
lIP06E 

lIP08E 

1VEO1C 

1VE02Y 

1DC184 

1DC184 

1DC184 

1DC184 

1DC184 

1DC184

Control Cable For 1AFO01PA-A and 1AF01PA 

Control Cable For 1AFO01PA-A and 1AFO1PA 

Control Cable For 1AFO1PA 

Control Cable For 1AFO0PA 

Control Cable For 1AF01PA-A and 1AFO01PA 

Control Cable For 1AFO01PA-A and 1AF01PA 

Control Cable For 1APOSEA 

Control Cable For 1APO5EC 

Control Cable For 1AP05EC 

Control Cable For 1AP05EE 

Control Cable For 1AP05EF 

Control Cable For 1APOSEF 

Control Cable For 1AP05EF 

Control Cable For 1AP05EG 

Control Cable For 1AP05EG 

Control Cable For 1AP05EJ 

Control Cable For 1AP05EJ 

Control Cable For 1AP05EJ 

Control Cable For 1AP05EK 

Power Cable For 1AP05EP and 2AP05EJ 

Power Cable For 1APO5EP and 2AP05EJ 

Power Cable For 1AP05EP and 2APO5EJ 

Power Cable For 1AP05EP and 2AP05EJ 

Power Cable For 1AP05EP and 2AP05EJ 

Power Cable For IAPO5EP and 2AP05EJ 

Control Cable For 1AP05EP and 2APO5EJ 

Control Cable For 1CC9415 

Control Cable For 1CC9473A 

Control Cable For 1DGOIKA 

Control Cable For IIPO1J 

Control Cable For I1RHO1lPA

(Sheet 505)
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IAF005E 

IAF005F 

IAFOOSG 

1AF005H 

1AFO1PB 

1AF01PB-A

Division 12 Instrument Bus 114 Transformer 
Division 12 Instrument Bus 112 Inverter 

Division 12 Instrument Bus 114 Inverter 

Division 12 MEER Supply Fan 

Division 12 MEER Return Air Damper 

Control Cable For OSX02PB, 1AF005E.  
1AF005F, 1AF005G, 1AF005H, IAFOIPB, 
1MS001A-DIV12, 1MSOO1B-DIV12, 1MS001C
DIV12, IMS001D-DIV12, 1AF01PB-A, 1AF01PB
C, and 1SX173 
Control Cable For OSX02PB, 1AFO05E, 
IAF005F, 1AF005G, 1AF005H, 1AF01PB, 
1MS0O1A-DIV12, 1MS001B-DIV12, IMSOO1C
DIV12, 1MS001D-DIV12, 1AFO1PB-A, 1AF01PB
C, and 1SX173 

Control Cable For OSX02PB, 1AFOO5E, 
1AF005F, 1AF005G, 1AF005H. 1AF01PB, 
1MS001A-DIV12, 1MSOOIB-DIV12, 1MSOO1C
DIV12, 1MS001D-DIV12, 1AFO1PB-A, 1AF01PB
C, and 1SX173 

Control Cable For OSX02PB, 1AFOO5E, 
1AFOO5F. 1AF005G, 1AF005H, 1AFO0 PB, 
1MSOOIA-DIV12, 1MS001B-DIV12, 1MSOO1C
DIV12, 1MSOO1D-DIV12, 1AFO1PB-A, 1AFO1PB
C, and 1SX173 

Control Cable For OSX02PB, 1AFOO5E, 
1AF005F, 1AFOO5G, 1AF005H, 1AF01PB, 
1MSOOIA-DIV12. IMSOO1B-DIV12, IMSOO1C
DIV12. 1MSOO1D-DIV12, IAFO1PB-A, 1AFO1PB
C, and 1SX173 

Control Cable For OSX02PB, 1AFOOSE.  
1AF005F, 1AF005G, 1AF005H, 1AFO1PB, 
1MSOO1A-DIV12, IMSOO1B-DIV12. IMSOO1C
DIV12, 1MS001D-DIV12, 1AF01PB-A, 1AFO1PB
C, and 1SX173



AMENDMENT 20 
DECEMBER 2002

TABLE 2.4-4 (Cont d)

Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone N~umber~ 5.441

Division 12122 
Affected Equipment Equipment 
Equipment In Zone Description

lAFOl PB-CControl Cable For I RHOl PA 
Control Cable For 1 RH8701 A 
Control Cable For 1 RH8702A 
Control Cable For 1 RH8702A 
Control Cable For 1 RY8000A 

Control Cable For I1VXOSC

IAP06EE

1lDC1 84 

1lDC039

1lDC040

IAP06EF I1DC039

IDC040

Control Cable For OSX02PB, I AFOO5E, 
IAFOO5F, 1AF005G, 1AFOO5H. 1AFO1PB, 
1MS0O1A-DIV12. 1MS00IB-DiV12, 1MSOO1C
DIV12. 1 MSOO1 D-DIVI 2, lAFOI PB-A. 1 AFOl PB
C, and ISX173 
Power Cable For OCCOl E-G. OVA01 CB, 
OVA02CB, 1AP06EE, 1AP06EF. IAP06EL, 
1AP06EN. 1APO6EP, 1AP06ES, ICC01PB, 
1 CVO1 PB, I RHO1 PB, 1 SXO1 PB, OCCOI P, 
0VA475Y. 1AP12E, 1AP98E, IDGO1KB.  
1SXO1 PB-C. 1VAO1 CE, 1VAO1CH, IVA02CC.  
1VAO2CD, 1VAO6CC. and 1VA06CD 
Power Cable For OCGOl E-G. OVAO1CB, 
OVA02CB. 1APO6EE, 1AP06EF, 1AP06EL, 
1AP06EN. IAPO6EP. 1AP06ES, ICGOIPB, 
1CVO1PB. 1RHOIPB, 1SXO1PB. OCCO1P, 
OVA475Y, 1API2E, IAP98E, IDGOIKB, 
1SXO1PB-C. 1VAOICE, 1VA0iCH. 1VA02CC.  
1VAO2CD, I VAO6CC. and I1VA06CD 
Power Cable For OCCOI E.G. OVAOICB, 
0VA02CB. 1APO6EE, IAP06EF. lAP06EL, 
lAP06EN. 1AP06EP, 1AP06ES, 1CCO1PB, 
1CVO1PB. 1RHOIPB, 1SXO1PB, OCCO1P, 
0VA475Y. 1AP12E. 1AP98E, 1DGO1KB, 
1SXO1PB-C. 1VAO1CE. 1VAOICH. IVA02CC.  
1VAO2CD, I1VA06CC, and 1VA06CD 
Power Cable For OCCOl E.G. OVAO1 CB, 
OVAO2CB. IAP06EE, 1AP06EF. 1AP06EL, 
IAP06EN. IAP06EP, 1AP06ES, 1CCO1PB, 
1CV01 PB, I1RHO1 PB, 1SXO1 PB, OCCOI P, 
OVA475Y, 1AP12E, IAP98E, 1DGOIKB, 
1SXOIPB-C, 1VAOICE, IVAOICH, IVAO2CC, 
1VA02CD, 1VA06CC, and IVA06CD
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BYRON- FPR AMENDMENT 20 
DECEMBER 2002 

TABLE 2.4-4 (Coint d)

Di~sion I11121 
Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 5.4-1 

IAP06EL 1 DC039 Power Cable For OCCOl E-G. OVAOI CB, 
OVAO2CB, I1APO6EE, I1AP06EF, I1APO6EL, 
1 APO6EN, 1 APO6EP, I AMOES, 1iCCOl PB, 
1 CVO1 P8, I1SH01PB, I SX01 PB. OCCOI P.  
0VA475Y, IAPi 2E, 1AP98E. I01DOlKB, 
ISXO1PB-G, IVAOICE, 1VAOICH, IVA02CC, 
I VA02CD. I1VAOBCC, and I1VA06CD 

1IDC040 Power Cable For OCCOl E-C, OVA01 CB, 
OVAO2CB, IAP06EE, 1AP06EF, lAP06EL.  
1APO6EN, 1AP06EP. 1APO6ES. ICC0l PB, 
1 CVO1 PB, I1RHO1 PB. 1 SXOI PB. OCCOI P.  
0VA475Y, 1AP12E, 1AP98E. 1DGOIKB, 
1SXO1PB-C, IVA01CE, 1VAO1CH, IVAO2CC, 
I1VAO2CD. I1VAO6CC, and I1VA06CD 

IAP06EN I1DC039 Power Cable For OCCOl E-C. OVAO1CB, 
OVAO2CB,I1APO6EE. IAPOSEF, IAPO6EL, 
IAPO6EN, 1APO6EP. 1AP06ES. 1CCO1PB, 
1 CV01 PB, 1 RH-O1 PB, 1 SXO1 PB, OCCO1 P, 
0VA475Y, 1AP12E, 1AP98E, 1DG0IKB, 
1SXO1PB-C. 1VA01CE, 1VAO1CH, IVAO2CC, 
1VAO2CD, I VAO6CC, and 1VA06CD 

IDC040 Power Cable For OCCOl E-C. OVAO1CB, 
OVAO2CB,l1APO6EE, 1AP06EF. 1APO6EL, 
1APO6EN, 1APO6EP, 1AP06ES, IGOOl PB, 
I1CV01 PB, 1 RHOI PB. I1SXOI PB, OCCOI P, 
0VA475Y. lAPi 2E, IAP98E, I 1DOlKB, 
1SXO1PB-C, 1VAO1CE, 1VAO1CH, 1VA02CC, 
IVAO2CD, I1VA06CC, and I1VA06CD 

1AP06EP IDC039 Power Cable For OCCO1E-G. OVAO1CB, 
OVAO2CB. 1AP06EE, 1APO6EF. 1APO6EL, 
1APO6EN, 1AP06EP, 1APO6ES. ICCOl PB.  
I CV01 PB, I RHOI PB, 1 SXO1 PB, OCCO1 P.  
0VA475Y, 1API2E, 1AP98E, 1DG01KB, 
1SXO1PB-C, IVAO1CE, 1VAOICH. IVAO2CC, 
IVA02CD, 1VAO6CC, and IVA06CD

(Sheet 507)
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BYRON - FPR AMENDMENT 20 

DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number. 5.4-1 

1DC062 Power Cable For OVC01CB, 1AP12E, 1VDO1CB, 
1VPO1CB, 1VPO1CD, OVC02CB, 0VC172Y, 
OVC175Y, 0VC182Y, 0VC217Y, 1AP23E, 
1AP24E, 1AP27E, 1AP28E, IAP32E, and 
1DC04E 

1DC240 Power Cable For OVCO1CB, IAP12E, 1VD01CB, 
1VP01iCB, IVP01 CD, OVCO2CB, OVC172Y, 
OVC175Y, OVC182Y, OVC217Y, 1AP23E, 
1AP24E, 1AP27E, 1AP28E, 1AP32E, and 
1DC04E 

1AP23E 1DC062 Power Cable For OVC01CB, IAP12E, 1VD01CB, 
1VPOICB, 1VP01CGD, OVC02CB, OVC172Y, 
0VC175Y, OVC182Y, OVC217Y, 1AP23E, 
1AP24E, 1AP27E, IAP28E, 1AP32E, and 
1DC04E 

1DC240 Power Cable For OVC01CB. IAP12E, 1VDO1CB, 
1VPO1CB, 1VPO1CD, OVC02CB, OVC172Y, 
OVC175Y, 0VC182Y, OVC217Y, 1AP23E, 
1AP24E, 1AP27E, 1AP28E, 1AP32E, and 
1DC04E 

1AP24E 1DC062 Power Cable For OVC01CB, 1AP12E, 1VD01CB, 
IVP01CB, 1VPOICD, OVC02CB, OVC172Y, 
OVC175Y, OVC182Y, OVC217Y, 1AP23E, 
1AP24E, 1AP27E, 1AP28E, IAP32E, and 
1DC04E 

1DC240 Power Cable For OVC01CB, 1AP12E, 1VDO1CB, 
1VP01 CB, 1VP01 CD, OVC02CB, OVM172Y, 
OVC175Y, OVC182Y, OVC217Y, 1AP23E, 
1AP24E, IAP27E, 1AP28E, 1AP32E, and 
1DC04E 

1AP27E 1DC062 Power Cable For OVCOICB, 1AP12E, 1VD01 CB, 
1VPO1CB, 1VPO1CD, OVC02CB, OVC172Y, 
OVC175Y, OVC182Y, OVC217Y, 1AP23E, 
1AP24E, 1AP27E, IAP28E, 1AP32E, and 
1DC04E

(Sheet 509)
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DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Descdption

Fire Zone Number: 5.4-1 

1 DC240 Power Cable For OVCOICB, 1AP12E, 1VD01 CB, 
1VPOICB, 1VPOICD, OVC02CB, OVC172Y, 
OVC175Y, OVC182Y, OVC217Y, 1AP23E, 
1AP24E, 1AP27E, 1AP28E, IAP32E, and 
1DC04E 

1AP28E 1 DC062 Power Cable For OVC01CB, IAP12E, 1VD01CB, 
IVPO1CB, IVPO1CD, OVC02CB, OVC172Y, 
OVC175Y, OVC182Y, OVC217Y, IAP23E, 
1AP24E, 1AP27E, 1AP28E, IAP32E, and 
ID004E 

1DC240 Power Cable For OVCO1CB, IAP12E, 1VD01CB, 
1VPO1CB, IVPOICD, OVC02CB, OVC172Y, 
OVC175Y, OVC182Y, OVC217Y, 1AP23E, 
1AP24E, 1AP27E, 1AP28E, 1AP32E, and 
1DC04E 

1AP32E 1DC062 Power Cable For OVCO1CB, 1AP12E, 1VDO1CB, 
1VP01CB, 1VPO1CD, OVC02CB, OVC172Y, 
OVC175Y, 0VC182Y, OVC217Y. IAP23E, 
1AP24E, 1AP27E, 1AP28E, 1AP32E, and 
IDC04E 

1DC240 Power Cable For OVCO1CB, IAP12E, 1VD01CB, 
1VP01CB, 1VP01CD, OVC02CB, OVC172Y, 
OVC175Y, OVC182Y, OVC217Y, 1AP23E, 
1AP24E, 1AP27E, 1AP28E, 1AP32E. and 
1DC04E 

1AP92E 1 DC243 Control Cable For 1AP98E and 1AP92E 

1DC245 Control Cable For 1AP98E and 1AP92E 

1AP98E 1 DC039 Power Cable For OCCO01E-C, OVA01 CB, 
OVA02CB, 1AP06EE, 1AP06EF, IAPO6EL, 
1AP06EN, 1AP06EP, 1AP06ES, lCC01PB, 
1CV01PB, 1RHO1PB, 1SXO1PB, OCCO1P, 
0VA475Y, 1AP12E, 1AP98E, 1DGO1KB, 
1SX01PB-C. 1VAO1CE, 1VAOtCH, 1VA02CC, 
1VA02CD, 1VA06CC, and 1VA06CD
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BYRON - FPR AMENDMENT 20 
DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 5.4-1 

1DC040 Power Cable For OCCO0 E-C, OVAO1CB, 
OVA02CB, 1AP06EE. IAP06EF, 1AP06EL, 
1AP06EN, 1AP06EP, IAP06ES, ICC01PB, 
1CV01PB, 1 RHO1PS. 1SX01PB, OCCO1P, 
0VA475Y, lAP12E, 1AP98E, IDG01KB, 
1SXO1PB-C, 1VA01CE, 1VAO1CH, 1VA02CC.  
1VA02CD, 1VA06CC, and 1VA06CD 

1DC243 Control Cable For IAP98E and 1AP92E 

1DC245 Control Cable For 1AP98E and 1AP92E 

1CC01PB 1DC039 Power Cable For 0CCO1 E-C, OVAO1CB, 
OVA02CB, lAP06EE, 1AP06EF, 1AP06EL, 
1AP06EN, 1AP06EP, 1AP06ES, 1CCO1PB, 
1CV01PB, 1RH01PB, 1SXO1PB, OCCO1P, 
0VA475Y, 1AP12E, 1AP98E, 1DG01KB, 
1SX01PB-C, 1VAOICE, 1VA01CH, 1VA02CC, 
1VA02CD, 1VA06CC, and 1VA06CD 

1DC040 Power Cable For OCCO01E-C, OVAOl CB, 
OVA02CB, lAP06EE, 1AP06EF. 1AP06EL, 
1APO6EN, 1AP06EP, 1APO6ES, 1CCO1PB, 
1CV01PB, 1RHOIPB, 1SXOIPB, OCCO1iP, 
0VA475Y, 1AP12E, 1AP98E, IDG01KB.  
1SX01PB-C, IVAO1CE, 1VA01CH, 1VA02CC, 
1VA02CD, 1VA06CC, and 1VA06CD 

ICVO1PB 1 DC039 Power Cable For OCCO0 E-C, OVA01CB, 
OVA02CB, 1AP06EE, 1AP06EF, 1AP06EL, 
1AP06EN. 1AP06EP, 1AP06ES, 1CCO1PB, 
1CVOIPB, 1RHO1PB, ISXO1PB, OCC01P, 
0VA475Y, IAP12E. 1AP98E, 1DGO1KB.  
1SX01PB-C, 1VAO1CE, 1VA01CH, 1VA02CC, 
1VA02CD. 1VA06CC, and 1VA06CD 

1DC040 Power Cable For 0CC01 E-C, OVA01 CS, 
OVA02CB. 1AP06EE, lAP06EF, 1AP06EL, 
1AP06EN, 1AP06EP, 1AP06ES, 1CC01PB, 
1CV01 PB, IRHOIPB, 1SX01PB, OCCOIP, 
0VA475Y, 1AP12E, IAP98E, IDGO0KB, 
1SX01PB-C, 1VA01CE, IVA01CH, 1VA02CC, 
1VA02CD, 1VA06CC, and 1VA06CD 

1DC02E 1DC009 Power Cable For 1DC02E
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DECEMBER 2002 

TABLE 2.4-4 (Cent 'd)

Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Description

Divislon 12/22 

Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 5.4-1 

1DC04E 1DC012 Power Cable For 1 DC04E 

1DC013 Power Cable For 1DC04E 
1 DC023 Power Cable For 1DC04E 

1DC062 Power Cable For OVCO1CB, 1AP12E, 1VDO1CB, 
1VP01CB, IVPO1CD, OVC02CB, 0VC172Y, 
OVC175Y, OVC182Y, OVC217Y, 1AP23E, 
1AP24E, 1AP27E, 1AP28E, 1AP32E, and 
1DC04E 

1DC195 Power Cable For 1DC04E 

1DC196 Power Cable For 1 DC04E 
1DC240 Power Cable For OVCO1CB, 1AP12E. 1VDO1CB, 

1VPO1CB, IVP01 CD, 0VC02CB. OVC172Y.  
OVC175Y, OVC182Y, OVC217Y, 1AP23E, 
1AP24E, 1AP27E, IAP28E, 1AP32E, and 
1DC04E 

1DC06E 1 DCO08 Power Cable For 1DC06E 
1DCO1O Power Cable For 1DC06E 

1DC11J 1 DC096 Control Cable For 1DC11J 

1DGO1KB 1DC039 Power Cable For OCCO1 E-C, OVA01CB, 
OVA02CB, 1AP06EE, IAP06EF, 1AP06EL, 
1AP06EN, IAP06EP. 1AP06ES. iCCO1PB, 
1CV01PB, 1RHO1PB, 1SXO1PB,OCC0O1P.  
0VA475Y, 1AP12E, 1AP98E. 1DG01KB, 
1SXO1PB-C, IVAO1CE, 1VAO1CH, 1VA02CC, 
IVA02CD, IVA06CC, and IVA06CD 

1DC040 Power Cable For OCCO01E-C, OVAOICB, 
OVA02CB, 1AP06EE, 1AP06EF, IAP06EL, 
1AP06EN, 1AP06EP, 1AP06ES, 1CCO1PB, 
1CVO1PB, 1RH01PB, 1SXO1PB. OCCOIP, 
0VA475Y, lAP12E. 1AP98E, 1DG01KB, 
1SX01PB-C, 1VAO1CE, 1VAO1CH, 1VA02CC, 
1VA02CD, 1VA06CC, and 1VA06CD 

1DG159 Control Cable For 1DG01KB 

1DG177 Control Cable Forl1DGO1KB 
1DG178 Control Cable For 1DG01KB 

1IP02E 1P020 Power Cable For IlP02E
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TABLE 2.4-4 (Cont 'd)

Division 11/21 
Affected Equipment Equipment 
Equipment in Zone Description 

Fire Zone Number: 5.4-1

Division 12122 

Affected Equipment Equipment 
Equipment In Zone Description

1IP02J 

1IP04E 
1IP04J 

lIP06E 

lIP08E 

1MSOO1A-DIV12 

lMSOO1B-DIV12 

1MSOO1C-DIV12 

1MS001D-DIV12 

1RHO1PB

1 IP021 

1 IP022 

1 P044 

1 IP045 

1 IP046 

IIPO18 

1 IP059 

1 1P042 

1 IP061 

1DC184 

1DC184 

1DC184 

1DC184 

1DC039

Power Cable For IIP02J 

Power Cable For I IP02J 

Power Cable For IlP04E 

Power Cable For 1 IP04J 

Power Cable For IlP04J 

Power Cable For 1 IP06E 

Power Cable For 1 IP06E 

Power Cable For IlP08E 

Power Cable For IlP08E 

Control Cable For OSX02PB. 1AF005E, 
1AF005F, 1AF005G. 1AF005H, IAFO1PB, 
1MSOO1A-DIV12, 1MS001B-DIV12, 1MSOO1C
DIV12, 1 MS001D-DIV12, IAF01PB-A, 1AFO1PB
C, and 1SX173 
Control Cable For OSX02PB. 1AF005E.  
1AFOO5F, 1AF005G, 1AF005H, 1AFO1PB, 
1MSOO1A-DIV12, 1MS001B-DIV12, 1MSOO1C
DIV12, 1MSOO1D-DIV12, 1AF01PB-A, 1AF01PB
C, and 1SX173 

Control Cable For OSX02PB, IAFOOSE, 
1AF005F, 1AF005G, 1AFOO5H, 1AFO1PB, 
1MSOOIA-DIV12, 1MS001B-DIV12, 1MSOO1C
DIV12, 1MSOO1D-DIV12, 1AFO1PB-A, 1AF01PB
C, and 1SX173 
Control Cable For OSX02PB, 1AF0O5E, 
1AFOO5F, 1AF005G. 1AFOOSH, 1AFO1PB, 
1MSOO1A-DIV12, 1MS001B-DIV12, 1MS001C
DIV12, 1MSOO1D-DIV12, lAFO1PB-A, 1AFOlPB
C, and 1SX173 
Power Cable For 0CC01 E-C. OVAO1CB, 
OVA02CB, 1AP06EE. 1AP06EF, 1AP06EL, 
1AP06EN, 1AP06EP, 1AP06ES, 1CC01PB, 
1CVO1PB, 1RHO1PB, 1SXO1PB,OCCO1P, 
0VA475Y, 1API2E, 1AP98E, IDGO01KB, 
1SXO1PB-C, 1VA01CE, IVAO1CH, 1VA02CC, 
1VA02CD, 1VA06CC, and 1VA06CD
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TABLE 2.4-4 (Cant 'd)

Divsion 11/21 
Affected Equipment Equipment 
Equipment In Zone Description

Divsion 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 5.4-1 
IDC040 Power Cable For OCCO1 E-C, OVAO1 CS, 

OVA02CB, 1AP06EE, 1APO6EF, 1APO6EL, 
1APO6EN, 1APO6EP, 1AP06ES, 1CGO1PB, 
1 CV01 PB, I RHOl PB. 1ISXO1 PB, 00001 P, 
0VA475Y, 1 APi 2E, 1 AP98E, 1 DGOI KB, 
1SXO1 PB-C. 1VAO1CE, IVAOICH, IVA02CC, 
I1VA02CD, IVAO6CC, and I1VA06CD 

I RY456 lDC102 Control Cable For 1RY456 

IlSXOI PB 1IDC039 Power Cable For 00001 E-C, OVAO1 08.  
OVAO2CB, 1APO6EE, 1AP06EF, IAP06EL, 
1AP06EN, 1APO6EP, IAP06ES,l10001PB, 
1ICV01 PB, 1iRHOl PB, I SXOI PB, OCCOI P, 
0VA475V, 1AP12E, 1AP98E, iDG0l KB, 
1SXO1PB-C, IVAO1CE, IVAO1CH, 1VA02CC, 
1VAO2CD, 1VA06CC, and I VA06CD 

1IDC040 Power Cable For OC00l E-G. OVAO1 CB, 
OVA02CB, 1AP06EE. 1AP06EF, 1AP06EL, 
1APO6EN, 1AP06EP, I AP06ES, 10001 PB, 
lOV0iPB, 1RHO1PB. 1SXOIPB,OCCO1P, 
0VA475Y, 1IAPI12E, IAP98E, IDGOl KB, 
1SX01PB-C, 1VAO1CE, 1VA01CH. 1VA02CC, 
1VAO2C0, IVA0600, and IVA06CD 

ISX01 PB-C 1lDC039 Power Cable For OCCOl E-C, 0VAO1 CB, 
OVA02CB, 1APO6EE. lAP06EF, 1AP06EL, 
1AP06EN, 1APO6EP, 1AP06ES, 10001PB, 
1 CVOI PB, 1 RHO1 PB. I SXO1 PB, OCGOIP, 
0VA475Y, IAP12E, 1AP98E, iDG0l KB, 
ISXO1PB-C, 1VAO1CE, 1VAO1CH, IVAO2CC, 
1VA02CD, 1VA06CC, and 1VA06CD 

1 DC040 Power Cable For 00001 E-C, OVAO1 CB, 
OVA02CB, IAP06EE, 1APO6EF, IAPO6EL, 
1APO6EN, 1APO6EP, 1APO6ES, I10001 PB, 
1CVO1PB, IRHO1PB, 1SXOIPB,OC001P, 
OVA475Y. IAP12E, 1AP98E, 1DG01KB, 
I1SXO1 PB-C, IVA01 CE, 1 VA01 CH, 1IVAO2CC, 
IVA02CD, 1VA0600, and IVA06CD
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TABLE 2.4-4 (Cont 'd)

Division 11121 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 5.4-1

Division 12/22 

Affected Equipment Equipment 
Equipment In Zone Description

1SX173 

1 UL-AN012-A7 

1 UL-AN012-B7 

1UL-AN012-C7 

1VAO1CE 

1VA01CH

lDC184 

1AN083 

1AN083 

1AN083 

1 DC039 

1 DC040 

1 DC039 

1DC040

Control Cable For OSX02PB, 1 AF005E, 
1AF005F, 1AF005G, 1AF005H. 1AFO01PB, 
1MS001A-DIV12, IMSOOIB-DIV12, 1MS001C
DIV12, 1MSOOID-DIV12, 1AFO1PB-A. 1AF01PB
C, and 1SX173 
Control Cable For IUL-ANOI2-A7, 1UL-ANOI2
B7, and 1 UL-ANO012-C7 
Control Cable For 1UL-ANO12-A7, 1UL-ANO12
B7, and 1UL-AN012-C7 
Control Cable For 1UL-AN012-A7, 1UL-AN012
B7, and 1UL-AN012-C7 
Power Cable For OCCO01E-C. OVA01CB, 
OVA02CB, 1AP06EE, 1AP06EF. 1AP06EL, 
IAP06EN, 1AP06EP, 1AP06ES, ICC01PB, 
1CVO1PB, IRH01PB, 1SX01PB.OCCO1P.  
0VA475Y, 1AP12E, 1AP98E, IDGO0KB, 
1SX01PB-C, 1VA01CE, 1VAO1CH, 1VA02CC, 
1VA02CD, 1VA06CC. and IVA06CD 
Power Cable For OCCO1 E-C, OVA01 CB, 
OVA02CB, IAP06EE. 1AP06EF, 1AP06EL.  
1AP06EN, 1AP06EP, 1AP06ES, 1CC01PB, 
1CVOIPB, 1RHOIPB, ISXOIPB, OCCOI0P, 
0VA475Y, 1 API12E. 1AP98E, 1 DG01KB, 
1SX01PB-C, 1VA01CE, 1VAO1CH. 1VA02CC, 
1VA02CD, 1VA06CC, and 1VA06CD 
Power Cable For OCCO1 E-C, OVA01CB, 
OVA02CB, 1AP06EE, 1AP06EF, 1AP06EL, 
1AP06EN. 1AP06EP, IAP06ES, iCCO1PB, 
1CVO1PB, 1RHO1PB, 1SX01PB,.OCCO1 P.  
0VA475Y, 1AP12E, 1AP98E, IDGO1KB, 
1SX01PB-C, 1VA01CE. 1VA01CH, 1VA02CC.  
1VA02CD, 1VA06CC, and IVA06CD 
Power Cable For 0CC01 E-C, OVAO1 CB, 
OVA02CB, 1AP06EE. 1AP06EF. 1AP06EL, 
IAP06EN, 1AP06EP, 1AP06ES, 1CC01PB, 
1CV01PB, 1RHO1PB, 1SX01PB, OCCOIP, 
0VA475Y, 1AP12E, 1AP98E, IDG01KB, 
1SXO1PB-C, IVA01CE, IVA01CH, 1VA02CC, 
1VA02CD, 1VA06CC, and 1VA06CD
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Equipment In Zone Description

Divsion 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 5.4-1 

IVA02CC 1lDC039 Power Cable For OCCOIlE-C, OVAQI GB.  
OVA02CB, 1APO6EE. 1APO6EF, 1APO6EL, 
IAPO6EN,l1APO6EP, 1APO6ES,l10001PB, 
1 CV01 PB, 1 RHO1 PB, 1 SX01 PB, OCCO1 P, 
0VA475Y, IAP12E, 1AP98E, iDGOl KB, 
1SXO1 PB-C, IVAOICE, 1VAO1CH, IVA02CC, 
1VAO2CD. I VA0600, and I1VA06CD 

1lDC040 Power Cable For 00001 E-C, OVAO1 GB, 
OVA02CB, IAP06EE, 1AP06EF. 1AP06EL, 
1AP06EN, IAPO6EP, IAPO6ES, 10001PB, 
1ICV01 PB, 1 RHOI PB, I1SX01 PB, OCCO1 P, 
OVA475Y, 1AP12E, 1AP98E, 1 DGOI KB, 
1SXO1PB-C. 1VAO1CE, 1VAO1CH, 1VA02CC, 
IVA02CD, IVAO6CC, and 1VA06CD 

IVA02CD 1 DC039 Power Cable For OCCO1 E-G, OVA01 CB, 
OVAO2CB, IAP06EE, IAP06EF, 1APO6EL, 
lAP06EN. lAPOGEP. IAP06ES, ICCO1PB, 
I1CVO1 PB, I1RH0 PB, 1 SXOI PB, OCCO1 P, 
0VA475Y, 1AP12E, IAP98E, 1DGO1KB, 
1SX0IPB-C. 1VAO1CE. iVA0iCH. 1VA0200.  
1VA02CD, IVAO6CC, and IVA06CD 

1IDC040 Power Cable For 00001 E-C, OVAOI CS, 
OVAO2CB, 1AP06EE, 1AP06EF, 1APO6EL, 
1AP06EN. IAP06EP. IAPO6ES. ICCOlPB, 
1 CV01 PB. I RHO1 PB, 1 SX01 PB, O001 P, 
0VA475Y. IAPI2E, IAP9BE, 1DGOIKB.  
1SX01 PB-C, IVAO1CE, IVAO1CH, 1VAO2CC, 
1VAO2CD, IVAO6CC, and 1VA06CD 

1VA06CC 1IDC039 Power Cable For 00001 E-G, OVAO1CB, 
OVAO2CB. IAP06EE, 1APO6EF. IAP06EL.  
1APO6EN, 1AP06EP, 1AP06ES,l10001PB, 
1 CV01 PB, 1IRHO1 PB, I1SXO1 PB, OCCO1 P.  
0VA475Y, 1AP12E, 1AP98E, 1DGO1KB, 
1SXO1PB-C, IVAOICE, IVAOICH, IVAO2CC, 
1VAO2CD, I VA06CC, and I1VA06CD
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Equipment In Zone Description

Division 1222 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number 5.4-1 

1DC040 Power Cable For OCCO1 E-C, OVA01 CB, 
OVA02CB, 1APO6EE, 1AP06EF, 1AP06EL, 
1AP06EN, IAPO6EP, 1AP06ES, ICCOIPB, 
1CVO1PB, iRHO1PB, 1SX01PB, OCCOIP, 
0VA475Y, 1AP12E, 1AP98E, IDGOIKB, 
1SXO1PB-C, 1VAO1CE, 1VAO1CH, 1VA02CC, 
IVA02CD, 1VA06CC, and 1VA06CD 

IVA06CD 1DC039 Power Cable For OCCO1 E-C, OVA01CB, 
OVA02CB, 1AP06EE, 1AP06EF, IAP06EL, 
1AP06EN, 1AP06EP, 1AP06ES, ICC01PB, 
1CVO1PB, 1RH01PB, 1SXO1PB,OCO01P.  
0VA475Y, IAP12E, 1AP98E, 1DG01KB, 
1SXO1PB-C, 1VAO1CE, 1VAO1CH, IVA02CC, 
1VA02CD, 1VA06CC, and 1VA06CD 

1DC040 Power Cable For OCCO0 E-C, OVAO1 CB, 
OVA02CB, 1AP06EE. 1AP06EF, 1AP06EL, 
1AP06EN, 1AP06EP, 1AP06ES, 1CCO1PB, 
1CV01PB, 1 RHO1PB, 1SXO1PB, OCCGO1P, 
0VA475Y, 1AP12E, 1AP98E, IDGO1KB, 
ISX01PB-C, 1VAO1CE, 1VA01CH, 1VA02CC, 
IVA02CD, IVA06CC, and 1VA06CD 

1VDO1CB 1DC062 Power Cable For OVCO1CB, 1AP12E, 1VDOICB, 
1VPOICB, 1VP01CD, OVC02CB, 0VG172Y, 
OVC175Y, OVC182Y, OVC217Y, IAP23E, 
1AP24E, 1AP27E, 1AP28E, 1AP32E, and 
1DC04E 

1 DC240 Power Cable For OVCO1CB, 1AP12E, 1VD01CB, 
1VP01CB, 1VP01CD, OVC02CB, 0VC172Y, 
0VC175Y, OVC182Y, OVC217Y, 1AP23E, 
1AP24E, 1AP27E, 1AP28E, 1AP32E. and 
1DC04E 

1VE01C 1VE006 Power Cable For 1VE01C 
1VE007 Control Cable For 1VE01C 
1VEOO Control Cable For 1VEOIC, IVEO0Y, and 

1VE02Y 
1VE023 Control Cable For 1VE01C, IVEO1Y. and 

1VE02Y
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number 5.4-1 
1VE027 Control Cable For 1VE01C. 1VEO1Y, and 

1VE02Y 

1VEO1Y IVEOO1 Instrument Cable For 1VEO1Y and 1VE02Y 

IVE002 Instrument Cable For 1VE01Y and IVE02Y 

1VE003 Instrument Cable For IVE01Y and 1VE02Y 

1VE008 Control Cable For 1VE01C, 1VE01Y, and 
IVE02Y 

1VE014 Control Cable For 1VE01Y and IVE02Y 

1VE023 Control Cable For 1VEO1C., 1VEO1Y, and 
1VE02Y 

IVE025 Control Cable For 1VEO1Y and IVE02Y 

1VE027 Control Cable For 1VE01C, IVE01Y, and 
1VE02Y 

1VE033 Control Cable For 1VE01Y and 1VE02Y 

IVE040 Control Cable For 1VEO1Y and 1VE02Y 

1VE042 Control Cable For IVE01Y and IVE02Y 

1VE044 Control Cable For IVE01Y and IVE02Y 

IVE02Y 1VEOO1 Instrument Cable For 1VEO1Y and 1VE02Y 

1VE002 Instrument Cable For IVE01Y and 1VE02Y 

1VE003 Instrument Cable For IVE01Y and 1VE02Y 

1VE008 Control Cable For 1VE01C, 1VE01Y, and 
1VE02Y 

1VE014 Control Cable For IVE01Y and 1VE02Y 

1VE023 Control Cable For 1VE01C, IVE01Y, and 
1VE02Y 

1VE025 Control Cable For 1VE01Y and 1VE02Y 

1VE027 Control Cable For IVE01C, IVEO1Y, and 
1VE02Y 

1VE033 Control Cable For IVE01Y and 1VE02Y 

IVE040 Control Cable For 1VEO1Y and 1VE02Y 

1VE042 Control Cable For 1VE01Y and 1VE02Y 

1VE044 Control Cable For 1VEO1Y and 1VE02Y
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Fire Zone Number. 5.4-1 

1VP01CB 1DC062 Power Cable For OVC01CB, 1AP12E, 1VD01CB, 
1VPOICB, IVPO1CD, OVC02CB, OVC172Y, 
OVC175Y, OVC182Y, 0VC217Y, 1AP23E, 
1AP24E, 1AP27E, 1AP28E, IAP32E, and 
1DC04E 

1DC240 Power Cable For OVC01CB, 1AP12E, IVD01CB, 
1VP01CB, 1VPO1CD, OVCO2CB, OVC172Y, 
OVC175Y, OVC182Y, OVC217Y, 1AP23E, 
1AP24E, 1AP27E, 1AP28E, 1AP32E, and 
1DC04E 

1VP01CD 1 DC062 Power Cable For 0VC01 CB, 1AP12E, 1VD01 CB, 
1VP01CB, 1VP01CD, OVC02CB, OVC172Y, 
OVC175Y, OVC1 82Y, OVC217Y, 1AP23E, 
1AP24E, 1AP27E, 1AP28E, 1AP32E, and 
1D004E 

1DC240 Power Cable For OVCO1CB, IAP12E, 1VD01CB, 
1VPO1CB, 1VPO1CD, OVC02CB, OVC172Y, 
0VC175Y, 0VC182Y, 0VC217Y, 1AP23E, 
1AP24E, 1AP27E, 1AP28E, 1AP32E, and 
1DC04E 

Unit 2 Components 

2AP05EE 2AP178 Power Cable For 2AP05EE NONE 

2AP401 Control Cable For 2AP05EE 

2AP05EJ 1AP072 Power Cable For IAP05EP and 2APO5EJ 

1AP073 Power Cable For 1AP05EP and 2AP05EJ 

1AP319 Power Cable For 1AP05EP and 2AP05EJ 

1AP320 Power Cable For 1AP05EP and 2AP05EJ 

1AP321 Power Cable For 1AP05EP and 2AP05EJ 

1AP322 Power Cable For 1AP05EP and 2AP05EJ 

2AP586 Control Cable For 1AP05EP and 2AP05EJ 

2AP93E 2DC242 Control Cable For 2AP99E and 2AP93E 

2DC244 Control Cable For 2AP99E and 2AP93E 

2AP99E 2DC242 Control Cable For 2AP99E and 2AP93E 

2DC244 Control Cable For 2AP99E and 2AP93E
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5A-1

2VXO5C 2VX044

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Control Cable For 2VX05C
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Divsion 11/21 
Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.4-2 

Unit 0 (Common) Components

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Control Cable For OSX02PA OCCOl E-D 2DC039

2DC040

GoccOlP 2DC039

2DC040

OVA01CD 2DC039

Power Cable For OCCOl E-D, OVA01 CD, 
OVA02CD, 2AP06EF, 2AP06EH, 2AP06ER.  
2AP06ES, 2AP06EV. 2CCO1 PB, 2CVO1 PB, 
2RHO1 PB, 2SXOI1PB, OCCOIP, 0VA477Y, 
2AP12E. 2AP98E. 2DGO1 KB, 2SX01 PB-C.  
2VAO1CE, 2VAOICH, 2VAO2CC, 2VA02CD, 
2VAO6CC, and 2VA06CD 
Power Cable For OCCOl E-D. OVAO1CID, 
OVA02CD, 2APO6EF, 2AP06EH, 2AP06ER, 
2AP06ES, 2APO6EV. 2CCO1 PB. 2CVO1 PB, 
2RHO1 PB, 2SX01 PB, OCCOl P, 0VA477Y.  
2AP1 2E. 2AP98E, 2D3GO1 KB, 2SXOI PB-C.  
2VAO1CE. 2VAOICH, 2VAO2CC, 2VA02CD, 
2VAO6CC, and 2VA06CD 
Power Cable For OCGO1 E-D. OVAOI CD, 
OVA02CD, 2AP06EF. 2APO6EH, 2AP06ER, 
2AP06ES, 2AP06EV, 2CC01 PB, 2CVO1 PB, 
2RHO1 PB, 2SX01 PB. OCCOIP. 0VA477Y.  
2API 2E, 2AP98E. 2DGOI KB, 2SX01 PB-C.  
2VAOICE. 2VAO1CH, 2VAO2CC, 2VAO2CD, 
2VAO6CC, and 2VA06CD 
Power Cable For OCCO1 E-D. OVA01CID, 
OVAO2CD, 2AP06EF, 2APO6EH. 2APO6ER, 
2AP06ES, 2AP06EV, 2CCOI PB, 2CV01 PB, 
2RHOl01PB, 2SXO1 PB. OCCOI P, 0VA477Y, 
2API 2E, 2AP98E, 2DGOI KB, 2SX01 PB-C.  
2VAO1CE, 2VA01CH, 2VAO200. 2VA02CD.  
2VA06GC, and 2VA06CD 
Power Cable For OCCOl E-D, OVAOICD.  
OVA02CD, 2AP06EF, 2AP06EH, 2AP06ER, 
2APO6ES. 2APO6EV, 2CGO1 PB, 2CVO1 PB.  
2RHO1 PB. 2SXO1 PB, OCCOi P, OVA477Y, 
2AP12E, 2AP98E, 2DGO1 KB. 2SXO1 PB-C, 
2VAO1CE, 2VA01CH. 2VAO2CC, 2VAO2CD, 
2VAO6CC, and 2VA06CD
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 

Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 5.4-2 

2DC040 Power Cable For OCC01 E-D, OVA01CD, 
OVA02CD, 2AP06EF, 2AP06EH, 2APO6ER, 
2AP06ES, 2AP06EV. 2CC01PB, 2CVO1PB, 
2RH01PB, 2SXO1PB, OCCOIP, 0VA477Y, 
2AP12E, 2AP98E, 2DG01KB, 2SX01PB-C, 
2VAO1CE. 2VAO1CH, 2VA02CC, 2VA02CD, 
2VA06CC, and 2VA06CD 

OVA02CD 2DC039 Power Cable For OCC01E-D, OVAO1CD, 
OVA02CD, 2AP06EF, 2AP06EH, 2AP06ER, 
2AP06ES, 2AP06EV, 2CC01PB. 2CVO1PB, 
2RH01PB, 2SXO1PB, 0CC01P. 0VA477Y, 
2AP12E, 2AP98E. 2DGO1 KB, 2SX01 PB-C, 
2VAO1CE, 2VAO1CH, 2VA02CC, 2VA02CD, 
2VA06CC, and 2VA06CD 

2DC040 Power Cable For OCC01E-D, OVAO1CD, 
OVA02CD, 2AP06EF, 2AP06EH, 2AP06ER, 
2AP06ES, 2AP06EV, 2CC01PB. 2CVO1PB, 
2RHO1PB, 2SX01PB, OCC01P, 0VA477Y, 
2AP12E, 2AP98E. 2DG01KB, 2SX01PB-C, 
2VA01CE, 2VAO1CH, 2VA02CC, 2VA02CD, 
2VA06CC, and 2VA06CD 

0VA477Y 2DC039 Power Cable For 0CC01E-D, OVAO1CD, 
OVA02CD, 2AP06EF, 2APO6EH, 2AP06ER, 
2AP06ES, 2AP06EV, 2CC01PB, 2CVO1PB, 
2RH01 PB, 2SX01 PB, OCC01P, 0VA477Y, 
2AP12E, 2AP98E, 2DGO1 KB, 2SXO1 PB-C, 
2VA01CE, 2VA01CH, 2VA020C, 2VA02CD, 
2VA06CC, and 2VA06CD 

2DC040 Power Cable For OCC01E-D, OVA01 CD, 
OVA02CD. 2AP06EF. 2AP06EH, 2AP06ER, 
2AP06ES, 2AP06EV, 2CC01PB, 2CV01PB, 
2RHOIPB, 2SXOIPB, 0CCOIP, 0VA477Y, 
2AP12E, 2AP98E, 2DG01 KB, 2SX01 PB-C, 
2VA01CE. 2VAO1CH, 2VA02CC, 2VA02CD, 
2VA06CC, and 2VA06CD 

Unit 1 Components 

1AP05EP 1AP072 Power Cable For 1AP05EP and 2AP05EJ NONE
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Division 11/21 

Affected Equipment Equipment 

Equipment In Zone Description 

Fire Zone Number. 5.4-2

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

1AP073 

1AP319 

1AP320 

1AP321 

1AP322 

2AP586

Unit 2 Components

2AFO1 PA 

2AFO1 PA-A 

2APO5ED 
2APO5EE 
2AP05EG 

2AP05EJ 

2APO5EP 

2AP05ER

2VE06Y 
2VE12Y 
2VE17Y 
2AF013 
2AF064 
2EF026 
2AF013 
2AF064 
2AP082 
2AP178 
2AP050 
2AP312 
1AP072 
1AP073 

1AP319 
1AP320 
1AP321 
1AP322 
2AP075 

2AP586 
2CS002 
2EF086 
2AP634

Power Cable For 1APO5EP and 2AP05EJ 

Power Cable For IAP05EP and 2AP05EJ 

Power Cable For 1AP05EP and 2AP05EJ 

Power Cable For 1AP05EP and 2APO5EJ 

Power Cable For 1AP05EP and 2AP05EJ 

Control Cable For IAP05EP and 2AP05EJ 

Division 21 MEER Fire Damper 

Division 21 MEER Fire Damper 

Division 22 MEER Fire Damper 

Control Cable For 2AFO1 PA-A and 2AF01 PA 

Control Cable For 2AFO1 PA-A and 2AFO1 PA 

Control Cable For 2AFO1PA 

Control Cable For 2AFO1 PA-A and 2AFO1 PA 

Control Cable For 2AFO1 PA-A and 2AFO1 PA 

Control Cable For 2APO5ED 

Power Cable For 2AP05EE 

Control Cable For 2AP05EG 

Control Cable For 2AP05EG 

Power Cable For 1AP05EP and 2AP05EJ 

Power Cable For 1AP05EP and 2AP05EJ 

Power Cable For 1AP05EP and 2AP05EJ 
Power Cable For 1AP05EP and 2AP05EJ 

Power Cable For 1APO5EP and 2AP05EJ 

Power Cable For 1AP05EP and 2APO5EJ 

Control Cable For 2AP05EJ 

Control Cable For 1AP05EP and 2AP05EJ 
Control Cable For 2APO5EP 

Control Cable For 2AP05EP 

Control Cable For 2AP05ER

2AF005E 

2AF005F 

2AF005G

2DC02E 
2DC04E 
2DC06E 
2DC11J 
21P02E 
21P04E 
21P06E 
21P08E 
2VE01C 
2VE02Y 
2DC184 

2DC184 

2DC184

Division 22 125V Battery 212 
Division 22 Battery Charger 212 

Division 22 125Vdc Distribution Center 212 

Division 22 125Vdc Fuse Panel 

Division 22 Instrument Bus 212 Transformer 

Division 22 Instrument Bus 214 Transformer 

Division 22 Instrument Bus 212 Inverter 

Division 22 Instrument Bus 214 Inverter 

Division 22 MEER Supply Fan 

Division 22 MEER Return Air Damper 

Control Cable For 2AFO05E, 2AF005F, 
2AF005G, 2AF005H, 2AFO1 PB, 2MS001A
DIV22, 2MS001B-DIV22, 2MS001C-D1V22, 
2MS001 D-DIV22, 2AF01 PB-A, 2AFO1 PB-C, and 
2SX173 
Control Cable For 2AF005E, 2AF005F, 
2AF005G, 2AFOO5H, 2AFOIPB, 2MSOO1A
DIV22, 2MSOO1B-DIV22, 2MSOO1C-DIV22, 
2MS001 D-DIV22, 2AFO1 PB-A, 2AF01 PB-C, and 
2SX173 
Control Cable For 2AF005E, 2AFOO5F, 
2AF005G, 2AF005H, 2AF01 PB, 2MS001A
DIV22, 2MSOO1B-DIV22, 2MS001C-DIV22, 
2MSOO1 D-DIV22, 2AF01 PB-A, 2AF01 PB-C, and 
2SX173
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.4-2

Control Cable For 2AP05ES 

Control Cable For 2DGO1KA and 2AP05ES 

Control Cable For 2AP05ES 

Control Cable For 2AP05EV 

Control Cable For 2DGO1KA 

Control Cable For 2DG01 KA 

Control Cable For 2DGO1KA and 2APOSES 

Control Cable For 2DGO1KA 
Control Cable For 21POlJ 
Control Cable For 2RY455A 

Control Cable For 2SX169A 

Control Cable For 2VP01CC 

Control Cable For 2VX04C

Division 12122 
Affected Equipment Equipment 
Equipment In Zone Description

2AF005H 

2AF01 PB 

2AFO1PB-A

2DC184 

2DC184 

2DC184

2AFOIPB-C 2DC1 84

2AP06EF 2DC039

2DC040

Control Cable For 2AF005E, 2AF005F, 
2AF005G, 2AF005H, 2AF01PB. 2MS0O1A
DIV22, 2MSOOIB-DIV22, 2MSOOIC-DIV22, 
2MSOO1D-DIV22, 2AF01 PB-A, 2AFO1 PB-C, and 
2SX173 
Control Cable For 2AF005E, 2AF005F, 
2AF005G, 2AF005H, 2AFOIPB, 2MSOO1A
DIV22, 2MS001B-DIV22, 2MS001C-DIV22, 
2MS001 D-DIV22, 2AFO1 PB-A, 2AFO1 PB-C, and 
2SX173 
Control Cable For 2AF005E, 2AF005F, 
2AF005G, 2AF005H, 2AF01 PB, 2MS001A
DIV22, 2MSOO1B-DIV22, 2MSOOIC-DIV22, 
2MSOO1D-DIV22, 2AFO1 PB-A, 2AFO1 PB-C, and 
2SX173 
Control Cable For 2AF005E, 2AF005F, 
2AF005G, 2AF005H, 2AFO1PB, 2MSOO1A
DIV22, 2MS001B-DIV22, 2MS001C-DIV22, 
2MSOOID-DIV22, 2AFO1 PB-A, 2AF01 PB-C, and 
2SX173 
Power Cable For OCCO1E-D, OVAO1CD, 
OVA02CD, 2AP06EF, 2AP06EH, 2AP06ER, 
2AP06ES, 2AP06EV, 2CC01PB, 2CV01PB, 
2RH01PB, 2SX01PB, OCCOIP, 0VA477Y, 
2AP12E, 2AP98E, 2DG01 KB, 2SXOIPB-C, 
2VAO1CE, 2VA01CH, 2VA02CC, 2VA02CD, 
2VA06CC, and 2VA06CD 
Power Cable For OCCO1E-D, OVAOICD, 
OVA02CD, 2AP06EF, 2AP06EH, 2AP06ER, 
2AP06ES, 2AP06EV, 2CC01PB, 2CV01PB, 
2RH01PB, 2SXO1PB, OCC01P, 0VA477Y, 
2AP12E, 2AP98E, 2DGO1 KB, 2SX01 PB-C, 
2VAO1CE, 2VA0ICH, 2VA02CC, 2VA02CD, 
2VA06CC, and 2VA06CD

(Sheet 524)

BYRON - FPR

2AP05ES 

2AP05EV 
2DG01KA 
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2RY455A 
2SX169A 
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2AP06EH 2DC039 Power Cable For 0CCOI1E-D, OVAO CID, 
OVAO2CD, 2AP06EF, 2APO6EH, 2APO6ER, 
2APO6ES, 2AP06EV, 2CC01 PB, 2CVO1 PB, 
2RHOI PB, 2SX01 PB, OCCOi P, 0VA477Y, 
2AP12E, 2AP98E, 2DG01KB. 2SXO1 PB-C, 
2VA01 CE, 2VAO1CH, 2VAO2CC, 2VA02CD.  
2VA0600, and 2VA06CD 

2DC040 Power Cable For OCCOI E-D, OVA01 CD, 
OVAO2CD, 2APOOEF, 2AP06EH, 2AP06ER, 
2AP06ES, 2AP06EV, 2CCO1 PB, 2CVO1 PB, 
2RHOI PB, 2SXO1 PB, OCCOI P. 0VA477Y, 
2AP12E, 2AP98E, 2DGO1 KB, 2SXO1 PB-C, 
2VAOICE, 2VAOICH, 2VAO2CC, 2VAO2CD, 
2VAO6CC, and 2VA06CD 

2AP06ER 2DO039 Power Cable For bCCOl E-D, OVA01 CD, 
OVAO2CD, 2APO6EF, 2APO6EH, 2AP06ER, 
2APO8ES, 2AP06EV, 2CCO1 PB, 2CVO1 PB, 
2RHO1 PB, 2SXO1PB, OCC0iP, 0VA477Y, 
2AP12E, 2AP98E, 2D001 KB, 2SX01 PB-C, 
2VAO1CE, 2VAO1CH, 2VAO2CC, 2VAO2CD, 
2VAO6CC, and 2VA06CD 

2DC040 Power Cable For OCCOl E-D, OVAO1CD, 
OVAO2CD, 2AP06EF, 2APO6EH, 2APO6ER, 
2AP06ES, 2AP06EV, 2CCO1 PB, 2CVO1 PB, 
2RHO1 PB, 2SXO1 PB, OCCOI P. 0VA477Y, 
2API2E, 2AP98E, 2DGO1 KB, 2SXO1 PB-C, 
2VAO1CE, 2VAO1CH, 2VAO2CC, 2VAO2CD, 
2VA06CC, and 2VAD6CD 

2AP06ES 2DC039 Power Cable For OCCOl E-D, OVA01 CID, 
OVAO2CD, 2AP06EF, 2AP06EH, 2APO6ER, 
2AP06ES, 2AP06EV, 2CCO1 PB, 2CVOI PB, 
2RHO1 PB, 2SXOI PB, OCCO1 P, 0VA477Y.  
2AP1 2E, 2AP98E, 2DG01 KB, 2SXO1 PB-C, 
2VAO1CE, 2VAO1CH, 2VA02CC, 2VA02CD, 
2VA06CC, and 2VA06CD
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2DC040 Power Cable For OCCO1 E-D, OVAO1 CD, 
OVAO2CD, 2APO6EF, 2APO6EH, 2APOBER, 
2APO6ES, 2APO6EV. 2CCOI1PB, 2CVO1 PB.  
2RHO1 PB. 2SX01 PB, OCCOI P, 0VA477Y, 
2AP1 2E, 2AP98E, 2DG01 KB, 2SX01 PB-C, 
2VAO1 CE, 2VAO1CH, 2VAO2CC, 2VAO2CD, 
2VAO6CC, and 2VA06CD 

2AP06EV 2DC039 Power Cable For 0CC01 E-D. OVAO CID, 
OVAO2CD, 2APO6EF, 2AP06EH, 2AP06ER, 
2AP06ES, 2APO6EV. 2CCO1 PB, 2CVO1 PB, 
2RHO1 PB, 2SXOIPB, OCCOIP. 0VA477Y, 
2AP1 2E, 2AP98E, 213GOI KB, 2SXO1 PB-C, 
2VAO1CE. 2VAOICH, 2VA02CC, 2VAO2CD, 
2VAO6CC, and 2VA06CD 

2DC040 Power Cable For OCCO1 E-D. OVAO1CD, 
OVA02CD, 2APO6EF, 2AP06EH, 2AP06ER, 
2APO6ES, 2AP06EV. 2CCO1 PB. 2CVO1 PB, 
2RHO1 PB, 2SX01 PB, OCCOl P, 0VA477Y, 
2AP1 2E. 2AP98E, 2DG01 KB. 2SX01 PB-C.  
2VAO1 CE, 2VAO1CH. 2VA02CC, 2VAO2CD, 
2VAO6CC. and 2VA06CD 

2AP12E 2DC039 Power Cable For OCCO1 E-D. OVA01 CD, 
OVAO2CD, 2AP06EF, 2AP06EH. 2APO6ER, 
2APO6ES, 2AP06EV, 2CCOI PB, 2CV01 PB, 
2RHO1 PB, 2SX01 PB. OCCOI P. 0VA477V.  
2AP12E, 2AP98E, 2DGO1 KB. 2SXOI PB-C, 
2VA01 CE, 2VAO1 CH. 2VAO2CC. 2VAO2CD.  
2VAO6CC, and 2VA06CD 

2DC040 Power Cable For OCCOl E-D, OVA01CD, 
OVAO2CD, 2APO6EF, 2AP06EH-, 2AP06ER.  
2AP06ES, 2APO6EV. 2CCOI PB. 2CV01 PB, 
2RHO1 PB, 2SXOIPB. OCCOIP. 0VA477Y, 
2AP1 2E, 2AP98E. 2DGO1 KB, 2SX01 PB-C.  
2VAO1CE. 2VAO1 CH, 2VA02CC, 2VAO2CD, 
2VAO6CC, and 2VA06CD 

2DC061 Power Cable For 2AP12E, 2VDO1CB, 2VPOICB.  
2VP01CD, 2AP23E, 2AP24E, 2AP27E, 2AP28E.  
2AP32E, and 2DC04E
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2DC062 Power Cable For 2AP12E, 2VD01 CB, 2VPO1CB, 

2VP01CD, 2AP23E, 2AP24E, 2AP27E. 2AP28E, 
2AP32E. and 2DC04E 

2AP23E 2DC061 Power Cable For 2AP12E. 2VD01 CB, 2VP01CB, 
2VPOICD, 2AP23E, 2AP24E, 2AP27E, 2AP28E, 
2AP32E, and 2DC04E 

2DC062 Power Cable For 2AP12E, 2VDOICB, 2VP01CB, 
2VP01CD, 2AP23E, 2AP24E, 2AP27E, 2AP28E, 
2AP32E, and 2DC04E 

2AP24E 2DC061 Power Cable For 2AP1 2E, 2VD01 CB, 2VPO1 CB, 
2VPO1CD, 2AP23E, 2AP24E, 2AP27E, 2AP28E, 
2AP32E, and 2DC04E 

2DC062 Power Cable For 2AP12E, 2VD01CB, 2VP01CB, 
2VP01CD, 2AP23E, 2AP24E, 2AP27E, 2AP28E, 
2AP32E, and 2DC04E 

2AP27E 2DC061 Power Cable For 2AP12E. 2VD01 CB, 2VPOICB, 
2VPO1CD, 2AP23E, 2AP24E, 2AP27E, 2AP28E, 
2AP32E, and 2DC04E 

2DC062 Power Cable For 2AP12E, 2VD01CB, 2VP01CB, 
2VPO1 CD, 2AP23E, 2AP24E, 2AP27E, 2AP28E, 
2AP32E, and 2DC04E 

2AP28E 2DC061 Power Cable For 2AP12E, 2VDO1CB, 2VP01CB, 
2VPO1CD, 2AP23E, 2AP24E, 2AP27E, 2AP28E, 
2AP32E, and 2DC04E 

2DC062 Power Cable For 2AP12E, 2VD01CB, 2VPO1CB, 
2VPO1CD, 2AP23E, 2AP24E, 2AP27E, 2AP28E, 
2AP32E, and 2DC04E 

2AP32E 2DC061 Power Cable For 2AP12E, 2VDOICB, 2VPO1CB, 
2VPO1CD, 2AP23E, 2AP24E, 2AP27E, 2AP28E, 
2AP32E, and 2DCO04E 

2DC062 Power Cable For 2AP12E, 2VDO1CB, 2VPO1CB, 
2VPOICD, 2AP23E, 2AP24E, 2AP27E, 2AP28E, 
2AP32E, and 2DC04E 

2AP92E 2DC237 Control Cable For 2AP98E and 2AP92E 

2DC238 Control Cable For 2AP98E and 2AP92E
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2AP98E 2DC039 Power Cable For 0CC01E-D, OVAO1CD, 
OVA02CD, 2AP06EF, 2AP06EH, 2AP06ER, 
2AP06ES, 2AP06EV, 2CC01PB, 2CVO1PB, 
2RHO1 PB, 2SX01 PB, OCCO1P, 0VA477Y, 
2AP12E, 2AP98E, 2DGO1 KB, 2SX01 PB-C, 
2VAO1CE, 2VAO1CH, 2VA02CC, 2VA02CD, 
2VA06CC, and 2VA06CD 

2DC040 Power Cable For OCCO1 E-D, OVAO1CD, 
OVA02CD, 2AP06EF, 2AP06EH, 2AP06ER, 
2AP06ES, 2AP06EV, 2CCO1 PB, 2CV01 PB, 
2RHO1 PB, 2SX01 PB, OCCO01P, 0VA477Y, 
2AP12E, 2AP98E, 2DG01 KB, 2SX01 PB-C, 
2VAO1CE, 2VAO1CH, 2VA02CC, 2VA02CD, 
2VA06CC, and 2VA06CD 

2DC237 Control Cable For 2AP98E and 2AP92E 
2DC238 Control Cable For 2AP98E and 2AP92E 

2C001PB 2DC039 Power Cable For OCCO1E-D, OVA01 CD, 
OVA02CD, 2AP06EF, 2AP06EH, 2AP06ER, 
2AP06ES, 2AP06EV, 2CC01PB, 2CVOIPB, 
2RHO1PB, 2SX01PB, OCCOIP, 0VA477Y, 
2AP12E, 2AP98E, 2DGO1 KB, 2SXOIPB-C, 
2VAO1CE, 2VAOICH, 2VA02CC, 2VA02CD, 
2VA06CC, and 2VA06CD 

2DC040 Power Cable For OCCO0 E-D, OVAO1 CD, 
OVA02CD, 2AP06EF, 2APO6EH, 2AP06ER, 
2AP06ES, 2AP06EV, 2CCO1 PB, 2CVO1 PB, 
2RHO1 PB, 2SX01 PB, OCCO1 P, 0VA477Y, 
2AP12E, 2AP98E, 2DGO1KB, 2SXOIPB-C, 
2VAO1CE, 2VA01CH, 2VA02CC, 2VA02CD, 
2VA06CC, and 2VA06CD 

2CVO1PB 2DC039 Power Cable For OCCOI E-D, OVA01 CD, 
OVA02CD, 2AP06EF, 2AP06EH, 2AP06ER, 
2AP06ES, 2AP06EV, 2CCO01PB, 2CV01PB, 
2RHOIPB, 2SX01PB, OCCO1P. 0VA477Y, 
2AP12E, 2AP98E, 2DGO1 KB, 2SXO1 PB-C, 
2VA01CE, 2VA01CH, 2VA02CC. 2VA02CD, 
2VA06CC, and 2VA06CD
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2DC040 Power Cable For OCCOI E-D, OVAO1CD, 

OVA02CD, 2AP06EF, 2AP06EH. 2AP06ER, 
2AP06ES, 2AP06EV, 2CC01PB, 2CV01PB, 
2RHO1 PB, 2SX01 PB OCCO1P, 0VA477Y, 
2AP12E, 2AP98E, 2DGO1KB. 2SXO1PB-C, 
2VA01CE, 2VAO1CH, 2VA02CC, 2VA02CD, 
2VA06CC, and 2VA06CD 

2DCO02E 2DC009 Power Cable For 2DC02E 

2DC04E 2DC012 Power Cable For 2DC04E 

2DC013 Power Cable For 2DC04E 

2DC023 Power Cable For 2DC04E 

2DC061 Power Cable For 2AP12E, 2VD01CB, 2VPO1CB.  
2VPO1CD, 2AP23E, 2AP24E, 2AP27E, 2AP28E, 
2AP32E, and 2DC04E 

2DC062 Power Cable For 2AP12E, 2VDO1CB, 2VP01CB, 
2VP01CD, 2AP23E, 2AP24E, 2AP27E, 2AP28E, 
2AP32E, and 2DC04E 

2DC195 Power Cable For 2DCO4E 

2DC196 Power Cable For 2DC04E 

2DC06E 2DC008 Power Cable For 2DC06E 

2DCO1O Power Cable For 2DC06E 

2DC11J 2DC096 Control Cable For 2DCI1J 

2DG01KB 2DC039 Power Cable For OCCO1 E-D, OVAO1CD, 
OVA02CD, 2AP06EF, 2AP06EH, 2AP06ER, 
2AP06ES, 2AP06EV, 2CCO1 PB, 2CVOt PB, 
2RHO1 PB, 2SX01PB, OCCOIP, 0VA477Y.  
2AP12E, 2AP98E, 2DG01 KB, 2SXO1PB-C, 
2VAOICE. 2VA01CH, 2VA02CC, 2VA02CD, 
2VA06CC, and 2VA06CD 

2DC040 Power Cable For OCCO0 E-D, OVAOICD, 
OVA02CD. 2AP06EF, 2AP06EH, 2AP06ER, 
2AP06ES. 2AP06EV, 2CCO1PB, 2CV01PB, 
2RHO1 PB, 2SX01PB, OCCO1P, OVA477Y, 
2AP12E, 2AP98E. 2DG01KB, 2SXOIPB-C.  
2VAOICE, 2VA01CH, 2VA02CC, 2VA02CD, 
2VA06CC, and 2VA06CD
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21P02E 
21P02J 

21P04E 
21P04J 

21P06E 

21P08E 

2MSOO1A-DIV22 

2MSOOIB-DIV22 

2MS001C-DIV22 

2MS001 D-DIV22

2DG159 
2DG177 
2DG178 
21P020 
21PO21 
21P022 
21P044 
21P045 
21P046 
21P018 
21P059 
21P042 
21P061 
2DC184 

2DC184 

2DC184 

2DC184

Control Cable For 2DG01 KB 
Control Cable For 2DGO1 KB 

Control Cable For 2DGO1KB 

Power Cable For 21P02E 

Power Cable For 21P02J 

Power Cable For 21P02J 

Power Cable For 21P04E 

Power Cable For 21P04J 
Power Cable For 21P04J 

Power Cable For 21P06E 

Power Cable For 21P06E 
Power Cable For 21P08E 

Power Cable For 21P08E 

Control Cable For 2AF005E, 2AF005F, 
2AF005G, 2AF005H, 2AF01PB, 2MS001A
DIV22, 2MS001B-DIV22, 2MSOO1C-DIV22, 
2MS001 D-DIV22, 2AFO1 PB-A, 2AF01PB-C, and 
2SX173 
Control Cable For 2AF005E, 2AF005F, 
2AF005G, 2AF005H, 2AF01 PB, 2MS001A
DIV22. 2MSOO1B-DIV22, 2MSOO1C-DIV22, 
2MSOO1D-DIV22, 2AF01 PB-A, 2AFO1 PB-C, and 
2SX173 
Control Cable For 2AF005E, 2AF005F, 
2AF005G, 2AF005H, 2AFOIPB, 2MSOO1A
DIV22, 2MSOO1B-DIV22, 2MSOO1C-DIV22, 
2MSOO1D-DIV22, 2AFOIPB-A, 2AFO1 PB-C, and 
2SX173 
Control Cable For 2AF005E, 2AF005F, 
2AF005G, 2AF005H, 2AFO1 PB, 2MSOOIA
DIV22, 2MSOO1B-DIV22, 2MS001C-DIV22, 
2MS001D-DIV22, 2AFO1PB-A. 2AF01PB-C, and 
2SX173
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2RH01 PB 2DC039 Power Cable For OCCOl E-D, OVA0i CD.  
OVAO2CD, 2APOSEF, 2APO6EH, 2AP06ER, 
2APO6ES, 2APO6EV. 2CCO1 PB, 2CVO1 PB, 
2RHOI PB, 2SXO1 PB, OCCOP OlP0VA477Y, 
2API 2E, 2AP98E, 2DG01 KB, 2SX01 PB-C, 
2VAO1 CE, 2VAO1CH, 2VAO2CC, 2VAO2CD, 
2VAO6CC, and 2VA06CD 

2DO040 Power Cable For OCCOI E-D, OVA01 CD, 
OVAO2CD, 2APO6EF, 2APO6EH, 2AP06ER, 
2AP06ES. 2APO6EV, 2CCO1 PB, 2CVO1 PB, 
2RHO1 PB, 2SXO1 PB, OCC01P, 0VA477Y, 
2AP12E, 2AP98E, 2DGOIKB, 2SXO1 PB-C, 
2VAO1 CE, 2VAO1CH, 2VAO2CC, 2VAO2CD, 
2VAO6CC, and 2VA06CD 

2RY456 2DC102 Control Cable For 2RY456 

2SXO1PB 2DC039 Power Cable For 6CCO1 E-D, OVAOICD.  
OVAO2CD, 2APO6EF, 2APO6EH, 2AP06ER.  
2AP06ES, 2APO6EV, 2CCO1 PB. 2CVO1 PB.  
2RHO1 PB, 2SX01 PB, OCCOl P, 0VA477Y, 
2AP1 2E, 2AP9BE, 2DG01 KB, 2SXO1 PB-C, 
2VAO1CE, 2VAO1CH, 2VAO2CC, 2VAO2CD.  
2VAO6CC, and 2VA06CD 

2DC040 Power Cable For OCCO1E-D, OVAOICD, 
OVAO2CD, 2AP06EF, 2APO6EH, 2APO6ER, 
2APO6ES, 2APO6EV, 2CCOI PB, 2CVO1 PB, 
2RHOI PB, 2SXO1 PB, OCCOl P. VA477Y, 
2AP12E, 2AP98E, 2DGOI KB, 2SXO1 PB-C, 
2VAO1 CE, 2VAO1CH, 2VA02CC, 2VAO2CD, 
2VA06CC, and 2VA06CD 

2SX01PB-C 2DC039 Power Cabie For OCCOI E-D, OVA01 CD, 
OVA0200, 2APO6EF, 2AP06EH, 2APO6ER, 
2AP06ES, 2AP06EV, 2CCO1 PB, 2CVO1 PB, 
2RHO1 PB, 2SXO1PB, OCCOiP, 0VA477Y, 
2AP1 2E. 2AP98E, 2DGO1 KB, 2SX01 PB-C, 
2VAOICE, 2VAO1CH, 2VAO2CC, 2VAO2CD, 
2VA06CC, and 2VA06CD
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2DC040

2SX173 

2UL-AN012-A7 

2UL-ANO1 2-B7 

2UL-AN012-C7 

2VAO1 CE 

2VA01CH

2DC1 84 

2AN083 

2AN083 

2AN083 

2DC039 

2DC040 

2DC039

Power Cable For OCCO1 E-D, OVA01CD, 
OVAO2CD, 2APO6EF, 2APO6EH, 2APOBER, 
2APO6ES, 2APO6EV, 2CCOI PB, 2CVO1 PB, 
2RHO1 PB. 2SX01 PB, 0CCOI1P, 0VA477Y, 
2AP1 2E. 2AP98E. 2DG01 KB, 2SX01 PB-C.  
2VAOICE, 2VAO1CH. 2VA02CC, 2VAO2CD, 
2VAO600, and 2VA06CD 
Control Cable For 2AF005E, 2AFOO5F, 
2AFOO5G, 2AF0O5H. 2AFO1 PB, 2MSOO1 A
DIV22. 2MSOO1 B-D1V22, 2MSOO1C-DIV22.  
2MSOOI D-D1V22, 2AFOI PB-A. 2AF01 PB-C. and 
2SX173 
Control Cable For 2UL-AN012-A7, 2UL-AN012
B7, and 2UL-AN012-C7 
Control Cable For 2UL-ANO12-A7, 2UL-ANO12
B7, and 2UL-ANOI2-C7 
Control Cable For 2UL-ANO12-A7, 2UL-ANO 12
B7. and 2UL-ANO1 2-C7 
Power Cable For OCCO1 E-D, OVA01 CD, 
OVA02CD, 2AP06EF. 2AP06EH. 2APO8ER, 
2AP06ES, 2APOBEV, 2CCO1 PB, 2CVO1 PB, 
2RHOI PB, 2SXOI PB, OCCOl P, 0VA477Y, 
2AP12E, 2AP98E, 2DGOI KB, 2SX01 PB-C, 
2VAO1CE, 2VAO1CH, 2VAO2CC, 2VAO2CD, 
2VAO6CC, and 2VA06CD 
Power Cable For OCC01E-D, OVAO1CD, 
OVAO2CD, 2AP06EF, 2AP06EH, 2APO6ER, 
2AP06ES, 2AP06EV, 2CCOI PB, 2CVO1 PB, 
2RHO1 PB. 2SX01 PB, OCCO1 P. OVA477Y, 
2API2E, 2AP98E, 2D601 KB, 2SXO1 PB-C, 
2VAO1CE, 2VA01CH, 2VAO2CC, 2VAO2CD, 
2VAO6CC, and 2VA06CD 
Power Cable For OCCOl E-D. OVAOI CD, 
OVA02GD, 2APO6EF, 2AP06EH. 2APOOER, 
2AP06ES, 2AP06EV. 2CCO1 PB, 2CVO1 PB.  
2111-11 PB, 2SX01 PB, OCCOl P. OVA477Y, 
2AP1 2E, 2AP98E, 2DGO1 KB, 2SXO1 PB-C, 
2VAO1CE, 2VAO1CH, 2VAO2CC, 2VAO2CD, 
2VA06CC, and 2VA06CD
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2DC040 Power Cable For 0CG01 E-D, OVAO1 CD, 
OVA02CD, 2AP06EF, 2AP06EH, 2AP06ER, 
2APO6ES, 2AP06EV, 2CCO1 PB, 2CV01 PB, 
2RHOI PB, 2SX01 PB, OCCO1 P, 0VA477Y, 
2API2E, 2AP98E, 2DG01 KB, 2SXOI PB-C, 
2VAO1 CE, 2VAO1CH, 2VA02CC, 2VAO2CD, 
2VAO6CC, and 2VA06CD 

2VA02CC 2DC039 Power Cable For OCCO1 E-D, OVA01CID, 
OVA02CD, 2AP06EF, 2AP06EH, 2AP06ER, 
2APO6ES, 2APO6EV, 2CCO1 PB, 2CVO1 PB, 
2RHO1 PB, 2SX01 PB, OCCOl P, 0VA477Y, 
2AP12E, 2AP98E, 2DGOI KB, 2SXO1 PB-C, 
2VA01 CE, 2VA01ICH, 2VA02CC, 2VAO2CD, 
2VAO6CC, and 2VA06CD 

2DC040 Power Cable For OCGOI E-D, OVA01 CD, 
OVA02CD, 2APO6EF, 2AP06EH, 2AP06ER, 
2AP06ES, 2AP06EV, 2CCO1 PB, 2CVO1 PB, 
2RHO1 PB, 2SXOI PB, OCCOI P. 0VA477Y.  
2AP12E, 2AP98E, 2DG01 KB, 2SX01 P5-C, 
2VAO1CE, 2VAO1CH, 2VAO2CC, 2VA02CD, 
2VAO6CC, and 2VA06CD 

2VA02CD 2DC039 Power Cable For OCC01 E-D, OVAO1CD, 
OVA02CD, 2AP06EF, 2AP06EH, 2AP06ER, 
2AP06ES, 2APO6EV, 2CCO1 PB, 2CVO1 PB, 
2RHO1 PB, 2SXO1 PB, OCCOi P, 0VA477Y, 
2AP1 2E, 2AP98E, 2DGOI KB, 2SXO1 PB-C, 
2VA01 CE, 2VAO1 CH, 2VA02CC, 2VAO2CD, 
2VAO6CC, and 2VA06CD 

2DC040 Power Cable For OCCOI1E-D, OVA01CD, 
OVAO2CD, 2AP06EF. 2AP06EH, 2AP06ER, 
2AP06ES, 2AP06EV, 2CCO1 PB, 2CVO1 PB, 
2RHO1 PB, 2SXO1 PB, OCCOi P, OVA477Y.  
2API2E, 2AP98E, 2DG01KB, 2SXO1 PB-C, 
2VAO1CE, 2VAO1CH, 2VA02CC, 2VAO2CD, 
2VAO6CC, and 2VA06CD
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2VA06CC 2DC039 Power Cable For 0CC01 E-D, 0VA01CD, 
OVA02CD, 2AP06EF, 2AP06EH. 2AP06ER, 
2AP06ES, 2AP06EV, 2CCO1PB, 2CV01PB, 

2RHO1PB, 2SXO1PB, OCCOIP, 0VA477Y, 
2AP12E, 2AP98E, 2DG01 KB, 2SX01PB-C, 
2VA01CE, 2VA01CH, 2VA02CC. 2VA02CD, 
2VA06CC. and 2VA06CD 

2DC040 Power Cable For OCCO1E-D, OVA01CD, 
OVA02CD, 2AP06EF, 2AP06EH, 2AP06ER, 
2AP06ES. 2AP06EV, 2CC01PB. 2CV01PB, 
2RHO1 PB, 2SX01 PB, 0CC01 P, 0VA477Y, 
2AP12E, 2AP98E, 2DGO1KB, 2SXO1PB-C, 
2VA01CE, 2VA01CH, 2VA02CC, 2VA02CD.  
2VA06CC, and 2VA06CD 

2VA06CD 2DC039 Power Cable For OCCO1 E-D, OVA01 CD, 
OVA02CD, 2AP06EF, 2AP06EH, 2AP06ER.  
2AP06ES, 2AP06EV, 2CC01PB, 2CVOIPB, 
2RHOIPB, 2SX01PB, OCCOIP, 0VA477Y, 
2AP12E, 2AP98E, 2DG01 KB, 2SX01 PB-C, 
2VAO1CE, 2VA01CH. 2VA02CC, 2VA02CD, 
2VA06CC, and 2VA06CD 

2DC040 Power Cable For OCCO1 E-D, OVAO1CD, 
0VA02CD, 2AP06EF, 2AP06EH, 2AP06ER, 
2AP06ES, 2AP06EV, 2CC01PB, 2CV01PB, 
2RHO1 PB, 2SX01 PB, 0CC01 P. 0VA477Y, 
2AP12E. 2AP98E. 2DG01 KB, 2SXO1 PB-C, 
2VAO1CE, 2VA01CH, 2VA02CC, 2VA02CD, 
2VA06CC, and 2VA06CD 

2VD01CB 2DC061 Power Cable For 2AP12E, 2VD01CB. 2VPOICB, 
2VP01CD, 2AP23E, 2AP24E, 2AP27E, 2AP28E, 
2AP32E, and 2DC04E 

2DC062 Power Cable For 2AP12E, 2VD01CB, 2VP01CB, 
2VP01CD, 2AP23E, 2AP24E, 2AP27E, 2AP28E, 
2AP32E, and 2DC04E 

2VE01C 2VE006 Power Cable For 2VEO1C 

2VE007 Control Cable For 2VE01 C 

2VE008 Control Cable For 2VEOIC, 2VE01Y, and 
2VE02Y
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TABLE 2.4-4 (Cont 'd)

Divislon 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 5.4-2 
2VE023 Control Cable For 2VE01C, 2VEO1Y. and 

2VE02Y 

2VE027 Control Cable For 2VE01C. 2VEO1Y, and 
2VE02Y 

2VEO1Y 2VEOO1 Instrument Cable For 2VE01Y and 2VE02Y 

2VE002 Instrument Cable For 2VE01Y and 2VE02Y 

2VE003 Instrument Cable For 2VE01Y and 2VE02Y 

2VE008 Control Cable For 2VE01C, 2VEO1Y, and 
2VE02Y 

2VE014 Control Cable For 2VE01Y and 2VE02Y 

2VE023 Control Cable For 2VE01C, 2VE01Y, and 
2VE02Y 

2VE026 Control Cable For 2VEO1Y and 2VE02Y 

2VE027 Control Cable For 2VE01 C, 2VEO1 Y, and 
2VE02Y 

2VE033 Control Cable For 2VEO1Y and 2VE02Y 

2VE040 Control Cable For 2VEO1Y and 2VE02Y 

2VE042 Control Cable For 2VEO1Y and 2VE02Y 

2VE044 Control Cable For 2VEO1Y and 2VE02Y 

2VE02Y 2VE001 Instrument Cable For 2VE01Y and 2VE02Y 

2VE002 Instrument Cable For 2VEO1Y and 2VE02Y 

2VE003 Instrument Cable For 2VEO1Y and 2VE02Y 

2VEOO Control Cable For 2VEO1C, 2VEO1Y, and 
2VE02Y 

2VE014 Control Cable For 2VE01Y and 2VE02Y 

2VE023 Control Cable For 2VEOIC, 2VE01Y, and 
2VE02Y 

2VE026 Control Cable For 2VE01Y and 2VE02Y 

2VE027 Control Cable For 2VE01C, 2VEO1Y, and 
2VE02Y 

2VE033 Control Cable For 2VE01Y and 2VE02Y 

2VE040 Control Cable For 2VEO1Y and 2VE02Y 

2VE042 Control Cable For 2VEO1Y and 2VE02Y 

2VE044 Control Cable For 2VEO1Y and 2VE02Y
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12t22 
Affected Equipment Equipment 

Equipment In Zone Description

Fire Zone Number: 5.4-2 

2VP01CB 2DC061 Power Cable For 2AP12E. 2VD01 CB, 2VPO1GCB, 
2VPO1CD, 2AP23E. 2AP24E, 2AP27E, 2AP28E, 
2AP32E, and 2DC04E 

2DC062 Power Cable For 2AP12E, 2VDO1CB, 2VP01CB, 
2VP01CD, 2AP23E, 2AP24E, 2AP27E, 2AP28E, 
2AP32E, and 2DC04E 

2VPO1CD 2DC061 Power Cable For 2AP12E, 2VD01CB, 2VPO1CB, 
2VPO1CD, 2AP23E, 2AP24E, 2AP27E, 2AP28E, 
2AP32E. and 2DC04E 

2DC062 Power Cable For 2AP12E, 2VD01CB. 2VP01CB, 
2VP01CD, 2AP23E, 2AP24E, 2AP27E, 2AP28E, 
2AP32E, and 2DC04E
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TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.5-1

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Unit 0 (Common) Components

Unit 1 AEER Exhaust Duct Fire Damper 

Unit 1 AEER Supply Duct Fire Damper 

Unit I AEER Supply Duct Fire Damper 

Unit 1 AEER Exhaust Duct Fire Damper 

Unit I AEER Exhaust Duct Fire Damper 

Unit I AEER Exhaust Duct Fire Damper 

Unit 1 AEER Exhaust Duct Fire Damper 

Control Cable For OAB03P(1) and 1AB03P 

Control Cable For OCCO1lE-A and ICCOIPA 
Control Cable For OCCO01E-A 

Control Cable For OFI-SX044 and 1FI-SX031 

Control Cable For OVAO1CA and OVA02CA 

Control Cable For OVAOICA and OVA02CA 
Control Cable For 0VA474Y 
Control Cable For 0VA474Y 

Control Cable For OVC20Y, OVC281Y, OVC043Y, 
OVC1 8Y, and OVC19Y 
Control Cable For OVC1 9Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC18Y 
Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC18Y 
Control Cable For OVC20Y, OVC281Y, OVC043Y, 
OVC18Y, and OVC19Y 
Control Cable For OVC19Y. OVC20Y, OVC281Y, 
OVC043Y. and OVC18Y 
Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC1 8Y 
Control Cable For OVC20Y, OVC281Y, OVC043Y, 
OVC18Y, and OVC19Y 
Control Cable For OVCI9Y, OVC20Y, OVC281Y, 
0VC043Y, and OVC18Y

OCCO01E-C 

OFI-SX044 

OVAO1CB 
OVA02CB 
OVC02Y 

OVC03Y 

OVC044Y 

0VC04Y 

OVC16Y

ICCO16 
1EF043 
1 SX378 
1 SX379 
IVA739 
1VA739 
1VC081 

1VC579 

1VC580 

1VC081 

1VC579 

1VC580 

1VC081 

1VC579 

1VC580 

1VC081 

1VC579 

1VC580 

1VC081

Control Cable For OCCOIE-C and 1CCO1 PB 
Control Cable For OCCO01E-C 

Instrument Cable For OFI-SX044 
Instrument Cable For OFI-SX044 
Control Cable For OVA01CB and OVA02CB 

Control Cable For OVAO1CB and OVA02CB 

Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 
Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 
Control Cable For OVC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 
Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 
Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
0VC044Y, OVC04Y, and OVC16Y 
Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 
Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 
Control Cable For OVC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 
Control Cable For OVC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 
Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 
Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y. and OVC16Y 
Control Cable For 0VC282Y, 0VCO2Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 
Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
0VC044Y. OVC04Y, and OVC16Y
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0VC060Y 
OVC096Y 
OVC097Y 
OVC099Y 
OVC100Y 
0VC248Y 
0VC249Y 
lABOO5 
CCO006 
1EF027 
1LV057 
1VA738 
1VA738 
1VA028 
1VA036 
1VC035 

1VC577 

1VC578 

IVC035 

1VC577 

1VC578 

1VC035 

1VC577

OABO3P(1) 
0CC01E-A 

OF-SX044 
OVAO1CA 
OVA02CA 
0VA474Y 

OVC043Y 

OVC18Y 

OVC19Y



AMENDMENT kb
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

DMsion 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.5-I

OVC20Y

OVC281Y

1VC578 

IVC035 

1VC577 

1VC578 

IVC035

IVC577 

1VC578 

Unit I Components 

IPO1J 

1IP03J

IAB03P 
1AF005A

1AFO05B

IABOO5 
1AF077 

IAF081 
1AF170 

I1PO16 

ILV052 

1AF077 

1AF083 
1AF179 

11P016

Control Cable For OVC19Y. OVC2OY, OVC281Y, 
OVC043Y. and OVC18Y 
Control Cable For OVC2OY, OVC281Y, 0VC043Y.  
OVC1BY, and OVC19Y 
Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC18Y 
Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC18Y 
Control Cable For OVC20Y, OVC281Y, OVC043Y, 
OVC18Y, and OVC19Y 
Control Cable For OVC19Y, OVC20Y, OVC281Y, 
0VC043Y, and OVC18Y 
Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC1BY 

Division 11 120Vac Instrument Bus Distribution 
Panel 111 
DMsion 11 12OVac Instrument Bus Distribution 
Panel 113 

Control Cable For OAB03P(1) and IAB03P 

Instrument Cable For 1AF005A, IAF005B, 
1AF005C, and 1AF005D 
Instrument Cable For 1AF005A 

Instrument Cable For 1AF005A 

Control Cable For 1AF005A, 1AF005B, 
1AF005C, IAF005D, and IIPO1J 

Control Cable For 1AF005A, 1AF005B, 
1AF005C, I AF005D, 1 MS018A, and 1 MSO18D 

Instrument Cable For 1AF005A, 1AF005B, 
1AFO05C, and 1AF005D 

Instrument Cable For 1AFOO5B 

Instrument Cable For 1AF005B 

Control Cable For 1AF005A, 1AF005B, 

1AF005C, 1AF005D, and IIPO1J

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

OVC282Y

1AF005E

1AFO05F

IVC579 

1VC580 

1VCO81 

1VC579 

1VC580 

1IP02J 

1IP04J 

1AF079 

1AF082 
1AF171 
11P050 

11P072 

1AF079 

1AF084 

1AF182

Control Cable For OVC282Y, OVC02Y, OVC03Y, OVC044Y, OVC04Y, and OVC16Y 

Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
oVC044Y, OVC04Y. and OVC16Y 

Control Cable For 0VC282Y, OVC02Y. OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 

Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 
Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
oVC044Y, OVC04Y, and OVC16Y 

Division 12 12OVac Instrument Bus Distribution 

Panel 112 
Division 12 120Vac Instrument Bus Distribution 

Panel 114 
Instrument Cable For 1AF005E, 1AF005F, 
1AF005G, and 1AF005H 
instrument Cable For 1AF005E 

Instrument Cable For 1 AF005E 

Control Cable For 1AF005E, 1AFOO5F, 
1AFOO5G, 1AF005H, and IlP04J 

Control Cable For IlPO4J, 1AF005E, 1AFOO5F.  
1AF005G, 1AF005H. 1AF01PB, 1MS018B, 
1MSO18C. IAFO01PB-A, 1AFOIPB-C, and 

1SX173 
Instrument Cable For 1AF005E, 1AFOO5F, 
1AF005G, and 1AF005H 
instrument Cable For 1AF005F 

Instrument Cable For IAFOO5F
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DECEMBER 2002

TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Descdption 

Fire Zone Number. 5.5-1

1LV052 

1AF077 

1AF085 
IAF180 
11P016 

1LV052 

1AF077 

1AF087 
IAF181 
1IPO16 

1LV052 

1AF057 
1AF295 
1AF324 
1AF057 
1AF295 
1AF013 

1AF064 
1AF293 
1AF324 
1EF026 
1FW977 
1AF013 
1AF064 
1EF011 

1FW977

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

1AF005G

Control Cable For IAFOO5A, IAFOO5B, 
1AF005C, 1AF005D, 1MS018A, and IMS018D 
Instrument Cable For 1AF005A, 1AF005B, 
1AF005C, and 1AF005D 
Instrument Cable For 1AF005C 

Instrument Cable For 1AF005C 

Control Cable For 1AF005A, 1AF005B, 
1AFOO5C, 1AFOOSD, and IIP01J 
Control Cable For 1AFOO5A, 1AF005B, 
1AF005C, 1AF005D, 1IMS018A, and 1 MS018D 
Instrument Cable For 1AF005A, 1AFO05B.  
1AF005C, and 1AF005D 
Instrument Cable For 1AF005D 

Instrument Cable For 1AF005D 

Control Cable For 1AF005A, 1AF005B, 
1AF005C, 1AF005D, and 1IP01J 
Control Cable For 1AFOO5A, IAFOO5B, 
1AFOO5C, 1AFO05D, 1MSOI8A, and 1MSO18D 

Control Cable For 1AF006A and 1AF017A 

Control Cable For 1AFOOSA and IAF017A 

Control Cable For IAF006A and 1AF01PA 

Control Cable For IAF006A and 1AF017A 

Control Cable For 1AF006A and 1AF017A 

Control Cable For 1AFO1PA-A and 1AFO1PA 

Control Cable For 1AF01lPA-A and 1AFOIPA 

Control Cable For 1AF01PA 

Control Cable For 1AF006A and IAF01PA 

Control Cable For 1AFO1lPA 
Control Cable For IAF01lPA-A and 1AF01lPA 
Control Cable For IAF01PA-A and IAF01PA 

Control Cable For IAF01PA-A and IAF01lPA 

Control Cable For 1AFOIPA-A 

Control Cable For 1AF01lPA-A and 1AF01lPA

1AF006B 

1AF017B 

1AFO1PB

11P050 

11P072 

1AF079 

1AF086 

1AF183 

11P050 

1 IP072 

1AF079 

1AF088 

1AF184 

11P050 

1 IP072 

1AF062 

1AF296 

1AF326 

1AF062 

1AF296 
IAF070 

1AF168 

1AF298 

1AF338

Control Cable For 1AF005E, 1AF005F, 
1AF005G, 1AF005H, and lIP04J 
Control Cable For 1IP04J, IAF005E, IAFOO5F, 
1AF005G, 1AF005H, 1AF01PB, 1MS018B, 
1MS018C, 1AF01PB-A, 1AF01PB-C, and 
1SX173 
Instrument Cable For 1AF005E, 1AF005F, 
1AF005G, and 1AF005H 
Instrument Cable For 1AF005G 

Instrument Cable For 1AF005G 

Control Cable For 1AF005E, 1AF005F, 
1AF005G, 1AF005H, and lIlP04J 
Control Cable For 1 1P04J, IAF005E, I AF005F, 
1AF005G, 1AF005H, 1AFOIPB, IMS018B, 
1MSO18C, 1AFO01PB-A. 1AF01PB-C. and 
1SX173 
Instrument Cable For 1AF005E, 1AF005F, 
1AF005G, and 1AF005H 
Instrument Cable For 1AFO05H 

Instrument Cable For 1 AFOO5H 

Control Cable For IAFOO5E, 1AF005F, 
1AF005G. 1AF005H, and lIP04J 
Control Cable For IIP04J, 1AF005E, 1AF005F, 
1AF005G, 1AF005H, 1AFO1PB, IMS018B.  
1MS018C, 1AF01 PB-A, 1AF01PB-C, and 
1SX173 
Control Cable For 1AF006B and 1AF017B 

Control Cable For 1AF006B and 1AF017B 

Control Cable For 1AF006B 

Control Cable For IAF006B and 1AF017B 

Control Cable For 1AF006B and 1AF017B 

Control Cable For 1AF01 PB 

Control Cable For 1 AF01PB 

Control Cable For 1AFOIPB 

Instrument Cable For 1AF01 PB
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1AF005C

1AFO05D

1AFOO6A 

IAF017A 

IAF01PA 

IAF01PA-A

1AF005H



AMENDMENT 20 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.5-1

IAPOSEC 

1AP05EE 
1APOSEF 

1AP05EG 
1AP05EJ 

1AP05ER 
CC001PA 

1CC9413A 

1CC9416 

1CC9438

1EF029 
IAP661 
1DG152 
1DG228 
1AP634 
1CS002 
1EF086 
1AP049 
1CCOO6 
1EF028 
1CC053 
1CC132 

ICC061 
1CC132 

1CCO37 
1CC132

lCVO1PA 1EF031 

1CV112B 1CV060 
1CV068 

1CV112D 1CV079 
1CV081 

1CV8110 ICV060 
ICV8114 1CV641 

1CV642 
1CV643 

1DGOIKA 1DG154 

1ESFComp11 1EF012 
1EF016 

IFI-0121A 1CV421

Control Cable For 1AP05EC and 1RH01PA 
Control Cable For 1AP05EE 

Control Cable For IAP05EF 

Control Cable For IAP05EF 
Control Cable For IAPOSEG 

Control Cable For 1APO5EJ 

Control Cable For 1AP05EJ 

Control Cable For IAP05ER 

Control Cable For OCCOIE-A and I1CC01 PA 

Control Cable For I1CCO1 PA 

Control Cable For 1CC9413A 

Control Cable For 1CC9413A, 1CC9416, and 
ICC9438 
Control Cable For 1CC9416 

Control Cable For 1CC9413A, 1CC9416, and 
1CC9438 
Control Cable For ICC9438 

Control Cable For 1CC9413A, 1CC9416, and 
1CC9438 

Control Cable For 1CV01 PA and 1SXO1 PA 

Control Cable For 1CV112B and 1CV8110 

Control Cable For 1CV112B 

Control Cable For ICV1 12D 

Control Cable For 1CV112D 

Control Cable For 1CV112B and 1CV8110 

Control Cable For lCV8114 

Control Cable For 1CV8114 
Control Cable For 1CV8114 

Control Cable For IDGOIKA 
Control Cable For 1 ESFComp1 1 

Control Cable For 1ESFCompl I 

Instrument Cable For IFI-0121A and 1 FI-0121B

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

IAF01PB-A

IAFO1PB-C

1AP06EC 
IAP06EE 
1AP06EF 

IAP06EH 

1AP06ES 
1CCO1PB

1AF346 
1CC133 

1 FW979 

1 IP072 

1AF162 

1AF169 

1EF014 

1FW979 

11P072 

1AF291 

1 AF292 

1EF013 

1FW979 

11P072 

1 EF045 

1AP662 

IDG149 

1DG229 

1CSo11 

1EF087 

1AP044 

1CCO16

Control Cable For IAF01PB 
Control Cable For 1AF01PB, 1CC685, 
1CC9413B, and 1CC9414 

Control Cable For IAF01 PB-A, 1AFO0 PB-C, and 
1AFO1PB 
Control Cable For IIPO4J. IAF005E, 1AF005F, 
1AF005G, 1AF005H, 1AF01PB. 1MSO1BB, 
1MS018C, 1AFO01PB-A. 1AF01PB-C, and 
1SX173 
Control Cable For 1AF01PB-A 

Control Cable For 1AF01PB-A 

Control Cable For 1AF01PB-A 

Control Cable For 1AF01 PB-A, 1AF01 PB-C, and 
1AF01PB 
Control Cable For 1 IP04J, 1AF005E. 1 AF005F, 
1AF005G. 1AF005H, IAFOIPB, 1MS018B.  
1 MS01 8C, 1AF01 PB-A, 1AFO01PB-C, and 
1SX173 
Control Cable For 1AFO1PB-C 

Control Cable For IAF01PB-C 

Control Cable For 1AFO01PB-C 

Control Cable For IAF01PB-A, IAFO1PB-C, and 
1AF01PB 
Control Cable For 1IP04J, 1AF005E, 1AF005F, 
1AF005G, 1AF005H, 1AFO1PB, 1MS018B, 
IMS018C, 1AFO1PB-A, 1AF01PB-C, and 
ISX173 
Control Cable For 1 AP06EC and I RHO1PB 

Control Cable For 1AP06EE 

Control Cable For 1AP06EF 

Control Cable For 1APO6EF 

Control Cable For IAP06EH 

Control Cable For 1IAP06EH 
Control Cable For 1AP06ES 

Control Cable For 0CC01E-C and ICCOIPB
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TABLE 2.4-4 (Cont 'd)

Division 11121 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.5-1

1CV422 

ICV421 

1 LV057 

1SX376 

ISX377 

1EF024 

1EF037 

11P005 

11P006 

11P007 

11P008 

11PO09 

1IPOO 

11PO13 

11P014 

11P015 

11P016 

11P062 

11P063 

1NR197 

1NR198 

11P033 

11P034 

11P035

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Instrument Cable For 1 FI-0121A 
Instrument Cable For 1FI-0121 A and 1FI-0121B 

Control Cable For OFI-SX044 and 1 FI-SX031 

Instrument Cable For 1FI-SX031 

Instrument Cable For 1FI -SX031 

Control Cable For IIPO1J 
Control Cable For IIPOIJ 

Power Cable For 1IIP01J 
Power Cable For 1 IP01J 

Control Cable For IIP01J, IU-0459A, 1Ll
0459B. 1U-0501. ILI-0501A, 1PI-0405, IPI
0455A, 1PI-0455B. 1PI-0514A, 1PI-0514B. 1PI
0524A, 1 PI-0524B, 1 PI-0534A, 1PI-0534B,1 PI
0544A, 1PI-0544B, 1TI-0413A. 1TI-0423A, ITI
0433A, 1TI-O443A. 1TI-RC005A, ITI-RC006A 
Control Cable For IlP01J 

Control Cable For I1IP01J and 1 UL-ANOI2-B7 

Control Cable For IIPO1J 

Control Cable For IPO1J 

Control Cable For IIPO1J 

Control Cable For 1IPO1J and IUL-AN012-B7 

Control Cable For 1AFOO5A, 1AF005B, 
IAF005C, 1AFOO5D, and IIPO1J 
Control Cable For 1IP01J 

Control Cable For 1 IP01J 

Control Cable For 1NI-NRO05B. 1 NI-NRO05D, 
1IPO1J, and 1NI-0031B 
Control Cable For IIP01J and 1NI-0031B 

Power Cable For IIP03J 
Power Cable For 1 IP03J 

Control Cable For IIPO3J, 1U-0461, 1U-0504, 
1U-0504A, 1PI-0457, 1PI-0526A, 1PI-0536A, 
and 1TI-0604

1EF064 
1CC042 
1CC133 

1CC056 
1CC133 

1CC064 
1CC133 

1EF044 
1 CV064 
1CV074 
1CV083 
1CV086 
ICV140 
1CV424 
1 CV064 
1CV652 
1CV653 
1CV654 
1lDG3151 
1EFO0S 
1EF017 
1CV139 
11P064 

1CV139 
11P064 

11P021

Control Cable For ICCO1PB 
Control Cable For 1CC685 

Control Cable For 1AF01PB. 1CC685, 
1CC9413B, and 1CC9414 

Control Cable For 1CC9413B 

Control Cable For 1AFO1PB, ICC685.  
1CC9413B, and 1CC9414 

Control Cable For 1CC9414 

Control Cable For IAFO01PB, 1CC685, 
1CC9413B, and 1CC9414 

Control Cable For 1CV01PB and 1SXO1PB 

Control Cable For ICV112C and 1CV8111 

Control Cable For 1CV1 12C 

Control Cable For 1CV1 12E 

Control Cable For ICV112E 

Instrument Cable For 1 CV121 

Instrument Cable For 1CV121 

Control Cable For 1CV112C and 1CV8111 

Control Cable For 1 CV8116 

Control Cable For ICV8116 

Control Cable For 1CV8116 

Control Cable For 1DG01KB 

Control Cable For 1 ESFComp1 2 

Control Cable For I1ESFComp12 

Instrument Cable For 1FI-0121A and 1FI-0121B 

Control Cable For 1IP02J, 1R-C121A, and 1FI
0121B 

Instrument Cable For IFI-0121A and IFI-0121B 

Control Cable For 1 IP02J. 1 FI-0121 A, and 1 Fl

0121B 
Power Cable For I IP02J
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1FI-0121B 
1FI-SX031 

1IlPoJ 

I IP03J

1CC685 

1CC9413B 

1CC9414 

1CV01 PB 

1CV112C 

1CV112E 

1CV121 

1CV8111 
1CV8116 

IDG01KB 
1ESFComp12 

IFI-0121A 

1FI-0121B 

1IP02J



AMENDMENT 20 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

DMslon 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

DMsion 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 5.5-1 

11P036 
1IIP039 
11P040 
11P066 
11P067 
1NR201 
1NR202 

1U-0459A 11P007 

1 RY322

1IU-0459B 

IU-0461 

lU-0501

I RY432 
11P007 

1RC371 
1 RY432 

11P035 

1 RY208 
I RY324 

1FW025 
1FW919

Control Cable For 1IP03J and 1UL-AN012-B7 
Control Cable For 1IP03J 
Control Cable For IIP03J and 1 UL-AN012-B7 

Control Cable For IIP03J 
Control Cable For 1IP03J 
Control Cable For IIP03J 

Control Cable For IIP03J 
Control Cable For 1IP01J, IU-0459A, 1U
0459B, LI-0501, IULI-051A, 1PI-0405, IPI
0455A, 1PI-0455B, 1PI-0514A, 1PI-0514B, I1PI
0524A, IPI-0524B, 1PI-0534A, I PI-0534B, 1PI
0544A, 1PI-0544B, 1TI-0413A, 1TI-0423A, ITI
0433A, 1TI-0443A, 1TI-RC005A, ITI-RC006A 
Instrument Cable For 1LI-0459A, ILI-OS01A, ILl
0930, 1PI-0405, 1PI-0514A, IPI-0524A, 1PI
0534A, IPI-0544A, 1TI-0413A, ITI-0423A, ITI
0433A, and 1TI-0443A 
Instrument Cable For 1U-0459A and I1LI-0459B 

Control Cable For I IPO1J, 1LI-0459A, I1LI
0459B, 1U-0501, 1U-0501A. IPI-0405, 1PI
0455A, 1PI-0455B. 1PI-0514A, IPI-0514B, 1PI
0524A. 1IPI-0524B, I1PI-0634A, 1PI-0534B, 1Pl.  
0544A, 1PI-0544B, 1TI-0413A. ITI-0423A, ITI
0433A, ITI-0443A, ITI-RC005A, 1TI-RC006A 
Instrument Cable For 1U-0459B 

Instrument Cable For I1U-0459A and 1LI-0459B 

Control Cable For IIPO3J, 1U-0461, 1LI-0504, 
1LI-0504A, 1PI-0457, 1PI-0526A, 1PI-0536A, 
and 1T1-0604 
Instrument Cable For 1lU-0481 
Instrument Cable For 1U-0461, 1U-0504A, 1lU
0932, 1 PI-0526A, 1IPI-0536A, and 1TM-0604 

Instrument Cable For lU-0501 

Instrument Cable For LI-0501 and 1LI-0501A

1IP04J

11P023 

1 IP025 

11P027 

11P028 

11P064 

1 IP065 

11P071 

1NR199 

1NR200 

1EF041 

1EF052 

11P045 

11P046 

11P047 

11P048 

11P049 

1IP050 

11P053 

11P054 

11P056 

11P068 

1 IP069

Control Cable For IlPO2J. 1 U-0460A. 1 LI
0460B, 1 U-0502, 1 LI-0502A, 1PI-0456, 1 PI
0515A, 1PI-0525A, 1PI-0535A, 1PI-0545A, 1TI
0413B, 1TI-0423B, 1TI-0433B, 1ITI-0443B, 1T
RCOO5B, 1TI-RC006B, 1TI-RC007B, and ITI
RC008B 
Control Cable For 1IP02J and 1 UL-AN012-B7 

Control Cable For 1IP02J 

Control Cable For IlP02J and 1UL-AN012-B7 

Control Cable For 1IP02J, 1FI-0121A, and IFI
0121B 
Control Cable For IlP02J 

Control Cable For IlP02J 

Control Cable For 1NI-NRO06B, 1NI-NRO06D, 
11P02J, and 1NI-0032B 
Control Cable For IlP02J and 1NI-0032B 

Control Cable For IIP04J 

Control Cable For lIP04J 
Power Cable For IlP04J 

Power Cable For 1IP04J 

Control Cable For IlP04J, 1LI-0503, 1LI-0503A, 
1PI-0403A, 1PI-0458. 1PI-0516A, 1PI-0546A, 
and 1TI-0605 
Control Cable For IIP04J 

Control Cable For 1IP04J and 1UL-AN012-B7 

Control Cable For 1AF005E, 1AF005F, 
1AF005G, 1AF005H, and lIP04J 
Control Cable For lIP04J 
Control Cable For IlP04J and 1 UL-ANO012-B7 

Control Cable For IlP04J 

Control Cable For IIP04J 

Control Cable For 1IP04J
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TABLE 2.4-4 (Cont d)

Division 1121 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.5-1

11P007

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

1U-0460A

Control Cable For 1IPOJ, 11LI-0459A, 11L
04596, 111-0501, 1LI-0501A, 1PI-0405, 1PI
0455A, 1PI-0455B, 1PI-0514A, 1PI-0514B, IPI
0524A, 1PI-0524B, 1PI-0534A, 1PI-0534B, 1 Pl
0544A, 1PI-0544", 1TI-0413A, 1TI-0423A, 1TI
0433A, 1TI-0443A, 1TI-RC005A, 1TI-RCOO06A 
Instrument Cable For 1LI-0501 and ILI-0501A 

Control Cable For IIPO1J, 1LI-0459A. ILl
04598. 1LI-0501, IU-0501A, 1PI-0405, 1PI
0455A, IPI-0455B, 1PI-0514A, 1PI-0514B, 1PI
0524A, 1PI-0524B, 1 PI-O534A, 1PI-0534B, 1 P1
0544A, 1PI-0544B, 1TI-0413A, 1TI-0423A, ITI
0433A, ITI-0443A, ITI-RC005A, 1TI-RC006A 

Instrument Cable For LI-0459A, IlU-0501 A. I U
0930, 1PI-0405, 1PI-0514A, 1PI-0524A, 1PI
0534A, 1PI-0544A, 1TI-0413A, 1TI-0423A, ITI
0433A, and 1TI-0443A 
Instrument Cable For IU-0504 and 1U-0504A 

Instrument Cable For 1 U-0504 

Control Cable For 1IP03J. 1LI-0461, 1LI-0504, 
1 LI-0504A. 1 PI-0457. 1 PI-0526A, 1IPI-0536A, 
and ITI-0604 
Instrument Cable For 1lU-0504 and 1 LI-0504A 

Control Cable For 1IPO3J, 1U-0461, 1U-0504, 
IU-0504A, 1 PI-0457, 1PI-0526A, I1PI-0536A, 
and ITI-0604 
Instrument Cable For I U-0461, 1LI-0504A, ULl
0932, 1PI-0526A, 1PI-0536A. and 1TI-0604 

Instrument Cable For I1LI-0459A, 1 LI-0501 A, ILl
0930, 1PI-0405, IPI-0514A, 1PI-0524A, IPI
0534A, 1PI-0544A, 1TI-0413A, 1TI-0423A, ITI
0433A, and ITI-0443A 
Instrument Cable For IU-0930, 1UL-AN012-A7, 
1UL-AN012-B7, and 1UL-AN012-C7 

Instrument Cable For 1LI-0461. 1LI-0504A, I LI
0932, 1 PI-0526A, 1PI-0536A, and ITI-0604

11P072 

1NR203 
1NR204 
1 IP023

1 RY204 
1 RY323 

11P023 

1RC406 

1RY204 

1FW026 

1 FW921 

11P023 

1 FW921

Control Cable For 1IP04J, 1AF005E. 1 AF005F, 
1AF005G, 1AF005H, 1AF01PB, 1MS018B, 
1MSOI8C, 1AFOIPB-A, IAF01 PB-C, and 
1SX173 
Control Cable For IIP04J 
Control Cable For I IP04J 
Control Cable For IlP02J, LI-0460A, 1Li
0460B, 111-0502, 1UI-0502A, 1PI-0456. 1PI
0515A. 1PI-0525A, IPI-0535A, 1PI-0545A, 1TI
0413B, 1TI-0423B, 1TI-0433B, 1TI-0443B, ITI
RCO05B 1ITI-RC006B, 1TI-RC007B, and 1TI
RC008B 
Instrument Cable For 1 U-0460A and 1U-0460B 

Instrument Cable For IU-0460A. 1U-0502A. 1Ll
0931, 1PI-0515A, 1PI-0525A, 1PI-0535A, 1PI
0545A. 1TI-0413B, 1TI-0423B, 1TI-0433B, and 
1TI-0443B 
Control Cable For 1 IP02J, 1LU-0460A, 1 U
0460B, 111-0502, 1U-0502A, 1PI-0456, 1PI
0515A. 1PI-0525A, 1PI-0535A, 1PI-0545A, ITI
0413B, 1TI-0423B, 1TI-0433B, 1TI-0443B, 1TI
RC005B, 1TI-RCO06B, 1TI-RC007B, and ITI
RC008B 
Instrument Cable For 1LI-0460B 

Instrument Cable For 1LI-0460A and LI-0460B 

Instrument Cable For 1lU-0502 

Instrument Cable For 1 U-0502 and 1 U-0502A 

Control Cable For 1 lP02J. 1IU-0460A, ILl
0460B, 1LI-0502, 1LI-0502A, 1PI-0456, 1 PI
0515A, 1PI-0525A, 1PI-0535A. 1PI-0545A, 1TI
0413B, 1TI-0423B, 1T1-0433B, 1TI-0443B, 1TI
RC005B, 1TI-RC006B, 1TI-RCO07B, and 1TI
RCOO8B 
Instrument Cable For 1lU-0502 and 1U-0502A
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1U-0460B 

1U-0502 

1U-0502A

IU-0501A

1U-0504 

1U-0504A 

lU-0930 

1U-932

1FW919 
11PO07

I RY322 

1FW023 

1FW028 

11P035 

1FW023 

11P035 

1 RY324 

1 RY322 

1SI467 

1 RY324
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TABLE 2.4-4 (Cont 'd)

Division 11121 

Affected Equipment Equipment 
Equipment In Zone Descdption 

Fire Zone Number: 5.5-1

1SI469

1MS001A-DIV11 

1 MS0O1B-DIV11 

1MSOO1C-DIV11 

1MSOO1D-DIV11 

lMS018A 

1MSO18D

1MS272 

1 MS302 

1MS285 

1MS315 

l MS298 

1MS315 

1 MS302 

1MS311 

1LV052 

1MS574 

I MS581 

1MS585 

1MS586 

1MS587 

1MS588 

IMS589 

IMS590 

1MS591 

1MS592 

1MS593 

1MS594 

1MS639 

1 MS640 

1LV052 

IMS575

Instrument Cable For 1U-0932, 1UL-AN012-A7.  
1UL-AN012-B7, and 1UL-AN012-C7 
Control Cable For 1 MS001A-DIV1 1 
Control Cable For 1MS001A-DIV1 1 and 
1MS01D-DIV11 
Control Cable For 1MSOO1B-DIV1 1 

Control Cable For 1MSOOIB-DIVI11 and 
1MSOO1C-DIV11 
Control Cable For 1MS001C-DIV11 

Control Cable For IMSOO1B-DIV11 and 
IMSOO1C-DIV11 
Control Cable For 1MS0O1A-DIV11I and 
1MS001D-DIVII 
Control Cable For 1MSOO1D-DIV11 

Control Cable For 1AF005A. IAF005B, 
1AF005C, 1AFOO5D, 1MSo18A, and 1MS018D 

Instrument Cable For IMSO18A 

Control Cable For 1MS018A and 1MSO18D 

Control Cable For 1MSO18A 

Instrument Cable For 1MS018A 

Power Cable For 1MS018A 

Instrument Cable For IMS018A 

Instrument Cable For 1 MS0I BA 
Instrument Cable For 1MS018A 

Instrument Cable For 1MSO1BA 

Instrument Cable For 1MS018A 

Instrument Cable For 1 MS01BA 

Power Cable For 1MSOI BA 
Instrument Cable For I1MS018A 
Instrument Cable For I1MS018A 

Control Cable For 1AFOO5A, 1AF005B, 
1AFOO5C, 1AF005D, 1MS018A, and 1MS018D 

Instrument Cable For 1 MSO18D

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

1 LI-0503 

1LI-0503A 

1LI-0931 

1U-0933 

1MSOO1A-DIV12 

1MS001B-DIV12

1 IP023 

1 RY323 

1FW021 
1 FW027 
1 IP047 

1FW021 
1 1P047 

1SI466 

1 RY323 

1S1468 

1S1466 

1SI470 

1MS273 
1MS303 

1MS286 
1MS314

Control Cable For 11P02J, 1LI-0460A, ILl
0460B, 11LI-0502, 11U--0502A, 1PI-0456. 1PI

0515A, 1PI-0525A, 1PI-0535A, 1PI-0545A, ITI
0413B, 1TI-0423B, 1TI-0433B, 1TI-0443B, 1TI

RC005B. 1TI-RC006B, ITI-RC007B, and ITI
RC008B 

Instrument Cable For 1U-0460A, 1LI-0502A, 1Ll

0931, 1PI-0515A, 1PI-0525A, 1PI-0535A, 1PI
0545A, 1TI-0413B, 1TI-0423B, ITI-0433B, and 
ITI-0443B 

Instrument Cable For 1 LI-0503 and 1LI-0503A 

Instrument Cable For 1LU-0503 

Control Cable For 11P04J, I1LI-0503, 1ULI-0503A, 
1PI-0403A, 1IPI-0458, IPI-0516A, IPI-0546A.  
and 1TI-0605 

Instrument Cable For 1LI-0503 and 1 LI-0503A 

Control Cable For IlP04J, LI-0503, 1LI-503A, 
1PI-0403A, 1PI-0458, 1PI-0516A, 1PI-0546A, 
and 1TI-0605 

Instrument Cable For 1LU-0503A. 1LI-0933, 1 PI

0403A, 1PI-0516A, 1PI-0546A, and 111-0605 

Instrument Cable For 1LI-0460A, 1 U-0502A, 1lU
0931, 1PI-0515A, 1PI-0525A, 1PI-0535A, 1PI

0545A, 1TI-0413B, 1TI-0423B, ITI-0433B, and 
1TI-0443B 

Instrument Cable For 1I U-0931, 1UL-AN012-A?, 
IUL-AN012-B7, and 1UL-AN012-C7 

Instrument Cable For 1U-0503A, I1LI-0933, I PI

0403A, IPI-0516A, 1PI-0546A, and 1TI-0605 

Instrument Cable For IU-0933, 1UL-AN012-A7, 
1UL-AN012-B7, and 1UL-AN012-C7 

Control Cable For 1MS0O1A-DIV12 

Control Cable For IMS001A-DIV12 and 
1MS0O1D-DIV12 

Control Cable For I1MS001B-DVi12 

Control Cable For IMSOO1B-DIV12 and 
IMSOO1C-DIV12
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 5.5-1

1MS101A 

1MS101B 

iMSio1C 

1MS101D 

INI-0031B

1MS581 
1MS597 

1MS598 
1MS599 
1MS600 
1MS601 
1 MS602 
1MS603 
lMS604 

1MS605 
1MS606 
1MS648 

1MS649 

1MS318 

1MS318 

1MS318 

1MS318 

1NR146 

1NR147 

1NR197

1NR198 
1NR234 

1NI-NRO05B 1NR197 

1NR246 

INI-NRO05D 1NR197

IPI-0405 1CV663

Control Cable For 1MS018A and 1MS018D 
Control Cable For 1MS018D 

Instrument Cable For 1MSOI8D 
Power Cable For 1MS018D 

Instrument Cable For 1MS018D 
Instrument Cable For IMS018D 
Instrument Cable For I1MS0181D 
Instrument Cable For IMS018D 
Instrument Cable For 1MS018D 

Instrument Cable For 1MS018D 

Power Cable For 1MS018D 

Instrument Cable For 1¶MS01 8D 

Instrument Cable For 1MSO18D 

Control Cable For IMS101A, IMS101B, 
1MS101C, and 1MS101D 
Control Cable For IMS101A, IMS101B, 
1MS1O1C, and IMS101D 
Control Cable For 1MS101A, 1MS101B, 
1MS101C, and 1MS101D 
Control Cable For 1MS101A, IMS101B, 
IMS101C, and 1MS101D 
Control Cable For 1NI-0031B 

Control Cable For 1NI-0031 B 

Control Cable For 1NI-NR0OSB, 1NI-NR005D, 
IlP01J, and 1NI-0031B 
Control Cable For 1IPO1J and 1NI-0031B 

Instrument Cable For 1NI-0031B 

Control Cable For INI-NROO5B, 1NI-NRO05D, 
1IPOIJ, and 1NI-0031B 
Instrument Cable For INI-NRO05B 

Control Cable For 1NI-NRO05B, 1NI-NRO05D, 
IIPO1J, and 1NI-0031B 

Instrument Cable For 1PI-0405

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

1MS001C-DIV12 

1MS01D-DIV12 

1MS018B 

IMSo1BC

1MS299 
1MS314 

1MS303 

1MS312 

11P072 

1 MS576 

1MS610 

1MS614 

1MS615 

1MS616 

1MS617 

1MS618 

1MS619 

1MS620 

1MS621 

1 MS622 

1 MS623 

1 MS642 

1MS643 

11P072 

1MS577 

1MS610 

1MS626 

1MS627 

1MS628

Control Cable For 1MS001C-DIV12 
Control Cable For 1MSO01B-DIV12 and 
1MS001C-DIV12 
Control Cable For 1MS001A-DIV12 and 
1MSOO1D-DIV12 
Control Cable For 1MS001D-DIV12 

Control Cable For 1 IP04J, 1AF005E. I AF005F.  
1AF005G, 1AF005H, 1AF01PB, 1MS018B, 
1MSO18C, 1AFO01PB-A. 1AF01PB-C, and 
1SX173 
Instrument Cable For IMS018B 

Control Cable For 1MSO1 8B and 1 MSO1 8C 

Control Cable For 1MS018B 

Instrument Cable For 1MS018B 

Power Cable For 1MSO1 8B 

Instrument Cable For 1MS018B 

Instrument Cable For I1MS01 8B 

Instrument Cable For 1MS01 8B 

Instrument Cable For 1MS01 8B 

Instrument Cable For IMS018B 
Instrument Cable For 1 MSO1 8B 

Power Cable For 1MS018B 

Instrument Cable For 1MS018B 

Instrument Cable For 1 MSO1 8B 

Control Cable For 1 IP04J, 1AF005E, 1 AF005F, 
1AF005G, 1AF005H, 1AFO1PB, 1MS018B, 
1MS018C, 1AFO0 PB-A, 1AF01PB-C, and 
1SX173 

Instrument Cable For 1 MS018C 

Control Cable For 1MSO18B and 1MS018C 

Control Cable For 1MS018C 

Instrument Cable For 1MSO18C 

Power Cable For 1 MS018C
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.5-1

11P007 

1 RY322 

11P007

DMsion 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

1MS101A 

1MS101B 

1MS1o1C 

1MS101D 

1 NI-0032B

1 MS629 
1 MS630 
1MS631 
1MS632 
1MS633 
1 MS634 
1MS635 
1 MS645 
1MS646 
1MS319 

1MS319 

1MS319 

lMS319 

1NR164 
1NR165 
1NR199

Control Cable For IlPOIJ, 1LI-0459A, 1Ll
0459B, 1LU-0501, 1IU-0501A, 1.PI-0405, 1 PI
0455A, IPI-0455B, 1PI-0514A, 1PI-0514B, 1PI
0524A. 1 PI-05243, 1 PI-0534A, 1PI-0534B, 1P1
0544A, IPI-0544B, 1TI-0413A, 1TI-0423A, ITI
0433A, 1TI-0443A, 1TI-RC005A, 1TI-RC006A 

Instrument Cable For 1MU-0459A, 1LI-0l5A, 1LI
0930, 1 PI-0405, 1 PI-0514A, 1 PI-0524A, 1 PI
0534A, 1PI-0544A, 1TI-0413A, 1TI-0423A, 1TI
0433A, and ITI-0443A 

Control Cable For IPOIJ, 1LI-0459A, 1.IU
0459B, 11U-0501, ILI-0501A, 1PI-0405, iPI
0455A, 1PI-0455B, 1PI-0514A, 1PI-0514B, 1PI
0524A, I1PI-0524B, 1 PI-0534A, 1PI-0534B, 1 PI
0544A. 1PI-0544B, 1TI-0413A, ITI-0423A, 1TI
0433A, 1TI-0443A, 1TI-RCO05A, 1TI-RC006A 

Instrument Cable For 1PI-0455A, ITI-RCOO5A, 
and 1TI-RCO06A 

Instrument Cable For 1PI-0455A, 1TI-RC005A, 
1TI-RCO06A, 1TI-RC007A, and 1TI-RC008A 

Instrument Cable For I1PI-0455A 

Instrument Cable For 1PI-0455A and 1 PI-0455B 

Control Cable For IlIPOIJ, 1LI-0459A, 1LI
04598, 1.U-0501, 1ULI-0501A, 1.PI-0405, 1PI

0455A, 1PI-0455B, 1PI-0514A, 1PI-0514B, 1PI
0524A. 1 PI-0524B, 1 PI-0534A, 1PI-0534B, 13PI
0544A, 1PI-0544B, 1TI-0413A, 1TI-0423A, ITI
0433A, 1TI-0443A, 1TI-RCO05A, 1TI-RC006A 

Instrument Cable For 1PI-0455B 

Instrument Cable For 1PI-0455A and IPI-0455B 

Instrument Cable For 1P1-0456 

Control Cable For IlPO3J, 1U-0461, 1L_-0504, 
IU-0504A, 1 PI-0457, 1PI-0526A, 1PI-0536A, 
and iTI-0604 
Instrument Cable For 1PI-0457 

Instrument Cable For 1PI-0457 

Instrument Cable For 1PI-0457

1PI-0403A 1CV673 
11P047 

1S1466

Instrument Cable For 1MSOI8C 
Instrument Cable For 1MSO18C 

Instrument Cable For 1MS018C 
Instrument Cable For 1MS01 8C 

Instrument Cable For 1MSOI18C 
Instrument Cable For IMSO18C 
Power Cable For I1MSO18C 
Instrument Cable For 1MSO18C 

Instrument Cable For 1 MS018C 

Control Cable For IMS101A, IMS101B, 
1MS101C, and 1MS101D 
Control Cable For IMS101A, 1MS101B, 
1MS101C, and 1MS101D 
Control Cable For 1MS101A, 1MS101B, 
1MS101C, and IMS101D 
Control Cable For 1MS101A, 1MS101B, 
IMS101C, and 1MS101D 
Control Cable For 1NI-0032B 
Control Cable For 1NI-0032B 

Control Cable For 1NI-NRO06B, 1NI-NRO06D, 
1IP02J, and 1NI-0032B 
Control Cable For IIP02J and 1NI-O0328 

Instrument Cable For 1NI-0032B 

Control Cable For 1 NI-NRO06B, 1 NI-NRO06D, 
IIP02J, and 1NI-0032B 
Control Cable For 1NI-NRO06B, 1NI-NRO06D, 
1IP02J, and 1NI-0032B 
Instrument Cable For 1 PI-0403A 

Control Cable For 1IP04J, 1LI-0503, 1L--0503A, 
1PI-0403A, 1PI-0458, 1PI-0516A, 1PI-0546A, 
and 1TI-0605 
Instrument Cable For 1LI-0503A. 1LI-0933, 1PI
0403A, 1PI-0516A, IPI-0546A, and 1TI-0605

(Sheet 548)
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1NR200 
1NR236 

1NI-NRO06B 1NR199 

1NI-NRO06D 1NR199

1RC489 

IRC491 

1 RY303 
1 RY433 
11P007 

1 RC370 
I RY433 
IMS044 
I IP035 

IMS047 
1 RC503 

IRY206

1PI-0455A

1PI-04558 

1PI-0456 
1PI-0467



AMENDMENT\2'T 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Descdption 

Fire Zone Number 5.5-1

1RY304 
1RY305 
1MS059 
1RC513 
11P007 

1MS666 
1 RY322 

11P007 

1MS099 
1MS666 
11P007 

lMS102 
I RY322

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

1PI-0456Instrument Cable For 1PI-0457 
Instrument Cable For 1PI-0457 

Instrument Cable For 1 PI-0458 

Instrument Cable For 1PI-0458 

Control Cable For 1IP01J, 1LI-0459A, 11-1
0459B, 11U-0501, 1LI-0501A, 1PI-0405, 1PI
0455A, 1PI-0455B, 1PI-0514A, IPI-0514B, 1PI
0524A, 1 PI-0524B, I PI-0534A, 1PI-0534B, 1PI
0544A, 1PI-0544B, ITI-0413A, ITI-0423A, 1TI
0433A, 1TI-0443A, 1TI-RC005A, 1TI-RC006A 

Instrument Cable For 1PI-0514A and 1IPI-0514B 

Instrument Cable For 1LI-0459A, 1LI-0501 A, 1U
0930, 1PI-0405, 1PI-0514A, 1PI-0524A, 1PI
0534A, 1PI-0544A, ITI-0413A, 1TI-0423A, ITI
0433A, and 1TI-0443A 
Control Cable For 1IP01J, 1 U-0459A, 1Ll
0459B, 1U-0501, iLI-0501A, 1PI-0405, 1PI
0455A, 1PI-0455B. IPI-0514A, 1PI-0514B, 1PI
0524A. 1 PI-0524B, 1PI-0534A, 1 PI-0534B,1 P1
0544A. 11PI-0544B, 1TI-0413A, 1TI-0423A, 1TI
0433A, 1T]-0443A, 1TI-RC005A. 1Tl-RC006A 
Instrument Cable For 1PI-0514B 

Instrument Cable For I1PI-0514A and 1 PI-0514B 

Control Cable For 1IPO1J, 1LI-0459A, 1Ll
0459B, 1LU-0501, 1¶U-0501A, 1 PI-0405, 1PI
0455A, 1PI-0455B, 1 PI-0514A, 1 PI-0514B, 1 Pt
0524A, 1¶PI-0524B, 1PI-0534A, 1 PI-0534B, 1 PI
0544A, IPI-0544B, 1TI-0413A, 1TI-0423A, ITI
0433A, 1TI-0443A, 1TI-RCO05A, 1TI-RCOO06A 

Instrument Cable For 1PI-0524A and 1PI-0524B 

Instrument Cable For 1LI-0459A, 1U-0501 A, 1 LI
0930, 1 PI-0405, 1 PI-0514A, I1PI-0524A, 1PI
0534A, 1PI-0544A, 1TI-0413A, 1TI-0423A, 1TI
0433A, and ITI-0443A

1 IP023

1 RC495 

1 RC496 

1RY202 

1 IP047 

1MS054 

1RC509 

1 RY210 

11P023 

IMS115 

1 RY323 

11P047 

1MS127 

1S1466

Control Cable For IlP02J, 1LI-0460A, ILl0460B, LI-0502, 1LI-0502A, 1 PI-0456, IPI
0515A, 1 PI-0525A, I1PI-0535A, 1PI-0545A. IT
0413B, 1TI-0423B, 1TI-0433B, 1TI-0443B, 1TI
RC005B. 1TI-RC006B, ITI-RC007B, and 1TI
RC008B 
Instrument Cable For 1 PI-0456, 1TI-RCO07B, 
and 1TI-RC008B 
Instrument Cable For 1PI-0456, 1TI-RCOO05B, 
1TI-RC006B. 1TI-RC007B, and ITI-RC008B 
Instrument Cable For 1PI-0456 

Control Cable For IlP04J, 1LI-0503, 11--0503A, 
I PI-0403A. 1 PI-0458, 1PI-0516A, 1PI-0546A, 
and 1TI-0605 
Instrument Cable For 1PI-0458 

Instrument Cable For 1PI-0458 

Instrument Cable For 1 P1-0458 

Control Cable For IlP02J, ILI-0460A. 11l
0460B, ILI-0502, 1LI-0502A, 1 PI-0456, 1PI
0515A, 1PI-0525A, 1PI-0535A, 1 PI-0545A, 1TI
0413B. 1TI-0423B, 1TI-0433B, 1TI-0443B, 1TI
RC005B. 1TI-RC006B, 1TI-RC007B, and 1TI
RC008B 
Instrument Cable For 1 PI-O515A 

Instrument Cable For 1ULl-0460A. I LI-0502A, 1 LI
0931, 1 PI-0515A, 1PI-0525A. 1PI-0535A, 1 PI
0545A. 1TI-0413B, ITI-0423B, 1TI-0433B, and 
1TI-0443B 
Control Cable For IIP04J, lU-0503, 1LI-0503A, 
1 PI-0403A, 1 PI-0458, 1PI-0516A, 1PI-0546A, 
and 1TI-0605 
Instrument Cable For 1PI-0516A 

Instrument Cable For 11U-0503A, 1LU-0933,1 PI
0403A. 1PI-0516A, 1PI-0546A, and 1TI-0605

(Sheet 547)
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IPI-0458 

1PI-0514A 

1PI-0514B 

1PI-0524A

1 PI-0458 

IPI-0515A 

1PI-P516A



AMENDMENT 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

DMsion 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 5.5-1 

1PI-0524B 1 1P007

1PI-0526A

1PI-0534A

1PI-0534B 

1PI-0536A

1MS102 
1MS103 
11P035 

IMS125 
1 RY324

11P007

1MS106 

1 RY322 

11P007 

1MS106 
lMS107 
11P035 

1MS126

Control Cable For IPO1J, 1LI-0459A, ILI
0459B, ULI-0501, IU-0501A, 1 PI-0405, 1PI
0455A. 1PI-0455B, 1PI-0514A, 1PI-0514B, 1PI
0524A. 1 PI-0524B, 1PI-0534A, 1 PI-0534, 1PI
0544A, 1PI-0544B, ITI-0413A, ITI-0423A, 1TI
0433A, 1TI-0443A, 1TI-RCO05A, 1TI-RCOO06A 
Instrument Cable For 1PI-0524A and 1 PI-0524B 

Instrument Cable For 1PI-0524B 

Control Cable For 1IPO3J, IU-0461, 111-0504, 
ILI-0504A. 1PI-0457. 1PI-0526A, 1PI-0536A, 
and 111-0604 
Instrument Cable For 1IPI-0526A 

Instrument Cable For 1lU-0461, 1U-0504A, 1IU
0932, 1 PI-0526A, 1.PI-0536A, and 1TI-0604 
Control Cable For IlPOIJ, 1U-0459A, 1LI
0459B, 1U-0501, iLI-0501A, 1PI-0405, 1PI
0455A. 1PI-0455B, 1PI-0514A, 1PI-0514B, 1PI
0524A, 1PI-0524B, 1 PI-0534A, 1 PI-0534B, 1Pl
0544A, 1PI-0544B, 1TI-0413A, 1TI-0423A, 1TI
0433A, 1TI-0443A, 1TI-RC005A, 1TI-RC006A 
Instrument Cable For 1 PI-0534A and 1PI-0534B 

Instrument Cable For 1 LI-0459A. 1LI-0501 A, 1Ll
0930, 1PI-0405, 1PI-0514A, 1PI-0524A. 1PI
0534A, 1PI-0544A, 1TI-0413A, 1TI-0423A, 1TI
0433A, and 1TI-0443A 
Control Cable For IIP01J, ILI-0459A, ILl
0459B, IU-0501, 1IU-0501 A, 1PI-0405, 1 PI
0455A, 1PI-04558. 1 PI-0514A, 1PI-0514B, 1 Pl
0524A, 1PI-05248, 1PI-0534A, 1PI-0534B, 1FPl
0544A, 1PI-0544B, 1TI-0413A. ITI-0423A, ITI
0433A, 1TI-0443A, 1TI-RC005A, 1TI-RC006A 
Instrument Cable For I1PI-0534A and 1PI-0534B 

Instrument Cable For 1 PI-0534B 

Control Cable For IlP03J, 1IU-0461, 1LI-0504, 
1U-0504A, 1 PI-0457, 1 PI-0526A, I1PI-0536A, 
and ITI-0604 

Instrument Cable For 1 PI-0536A

1 PI-0525A

1 PI-0535A

I PI-0545A

I PI-0546A

1 IP023

1MS668 
1 RY323 

11P023

1MS121 
1 RY323 

11P023

1MS124 
1RY323 

11P047 

1MS128

Control Cable For IlP02J, 1LI-0460A, I1LI
0460B, 1 LI-0502, 1 LI-0502A, 1P1-0456. 1Pl
0515A, IPI-0525A, 1PI-0535A, 1PI-0545A. 1TI
0413B, 1TI-0423B, 1TI-0433B, 1TI-0443B, 1TI
RC005B. 1TI-RC006B, 1TI-RC007B, and ITI
RC008B 
Instrument Cable For 1IPI-0525A 

Instrument Cable For 1 U-0460A, 1 LI-0502A, 1LI
0931, 1PI-0515A, IPI-0525A, IPI-0535A. 1PI
0545A, T11-0413B, 1TI-0423B, 1TI-0433B, and 
ITI-0443B 
Control Cable For 1 IP02J, 1 LI-0460A, I LI
0460, 1LI-0502, 1LI-0502A, 1PI-0456, 1Pl
0515A, 1PI-0525A, 1PI-0535A, 1PI-0545A, ITI
0413B, 1TI-0423B, 1TI-0433B, 1TI-0443B, 1TI
RC005B, 1TI-RC006B, 1TI-RC007B, and 1TI
RC008B 
Instrument Cable For 1 PI-0535A 

Instrument Cable For 1U-0460A. 1 U-0502A. 1ULI
0931, 1PI-0515A, 1PI-0525A. 1PI-0535A, 1PI
0545A, 1TI-0413B. 1TI-0423B, 1TI-0433B, and 
1TI-0443B 
Control Cable For IlP02J, 1 U-0460A, 1U
0460B, 11-0-0502, 11U-0502A, 1PI-0456, 1PI
0515A, 1PI-0525A, 1PI-0535A., 1PI-0545A, 111
0413B, 1TI-0423B, ITI-04333, 1TI-0443B, 1TI
RC005B, 1TI-RC006B, 1TI-RC007B, and ITI
RC008B 
Instrument Cable For 1PI-0545A 

Instrument Cable For 1LI-0460A, 1U-0502A, 1U
0931, 1PI-0515A, IPI-0525A, 1PI-0535A, IPI
0545A, ITI-0413B, 1TI-0423B, 1TI-0433B, and 
1TI-0443B 
Control Cable For 1IP04J, 1LU-0503, 1U-0503A, 
1PI-0403A, 1PI-0458, 1PI-0516A, 1PI-0546A, 
and 1TI-0605 
Instrument Cable For 1PI-0546A

(Sheet 548)
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Descdption 

Fire Zone Number 5.5-1

1RY324 

11POO7

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

1S1466Instrument Cable For 1 LI-0461.1LI-0504A, 1LU
0932, 1PI-0526A. 1PI-0536A, and 1TI-0604 

Control Cable For IIP01J. IU-0459A. ILl
0459B, 1LI-0501, ILI-050lA, 1PI-0405. IPI

0455A, IPI-0455B, 1PI-0514A, 1PI-0514B. 1PI

0524A. 1 PI-0524B, 1PI-0534A, 1 PI-0534B, 1 PI

0544A. 1PI-05449, lTI-0413A, 1TI-0423A. 1TI

0433A, 1TI-0443A, 1TI-RC005A, 1TI-RC006A 

Instrument Cable For I1PI-0544A and I1PI-0544B 

Instrument Cable For 1U-0459A, 1 LI-0l5A,. 1LI

0930, 1 PI-0405, 1 PI-0514A, 1 PI-0524A. 1 P1

0534A, 1PI-0544A, 1TI-0413A, ITI-0423A, 1TI
0433A, and ITI-0443A 

Control Cable For IIPO1J. 1LI-0459A. 1LI

045983 ILI-0501.1U-0501A, 1PI-0405, 1PI

0455A. 1PI-0455B1 1PI-0514A, 1PI-0514B, 1PI
0524A. 1IPI-05243. 1PI-0534A, 1PI-0534B. 1PI

0544A, 1PI-0544B, 1TI-0413A, ITI-0423A, ITI
0433A, 1TI-0443A. 1TI-RC005A. 1TI-RC006A 

Instrument Cable For 1 PI-0544A and 1 PI-0544B 

Instrument Cable For 1PI-0544B 

Control Cable For 1AP05EC and 1 RHO01PA 

Control Cable For 1RH8701A 

Control Cable For 1 RH8701A and 1RH8702A 

Control Cable For 1RH8702A 

Control Cable For 1 RH8701 A and 1RH8702A 

Control Cable For 1RY455A 

Control Cable For 1S18801A 

Control Cable For ISI81i1A 

Control Cable For 1S1881IA 

Control Cable For 1CVOIPA and ISX01 PA 

Control Cable For 1SXO1 PA-C 

Control Cable For 1SX147A

1EF045 
1RH042 
1RHO90 
1RHO64 
1RHO90 
1RY420 
15S020 
1SI512 
1S1522 
1EF044 
1SX314 
1SX190 
11P072 

1 IP023 

1 RC372 

1 RY323 

11P023

Instrument Cable For 1LI-0503A, 1 LI-0933, 1 PI
0403A, 1 p1-0516A. 1PI-0546A, and 1TI-0605 

Control Cable For IAP06EC and 1RHO1PB 

Control Cable For 1 RH8701 B 

Control Cable For 1 RH8701 B and 1IRH8702B 

Control Cable For 1RH8702B 

Control Cable For 1RH8701 B and 1RH8702B 

Control Cable For 1 RY456 

Control Cable For 1S18801 B 

Control Cable For 1S18811B 

Control Cable For 1SI8811B 

Control Cable For 1CV01 PB and I1SXO1 PB 

Control Cable For 1 SX01 PB-C 

Control Cable For 1 SX147B 

Control Cable For 1IP04J. 1AF005E, 1AF005F, 

1AF005G, 1AFOOSH, 1AF01PB, 1MSO18B.  
1MSO18C, 1AFOIPB-A. 1AF01PB-C. and 
1SX173 

Control Cable For IlPO2J, 1LI-0460A, I LI
0460B, 1LI-0502, 1LI-0502A, 1PI-0456, 1PI

0515A, 1PI-0525A, 1PI-0535A, 1PI-0545A. ITI
0413B. 1TI-04238, 1TI-0433B, 1TI-0443B. 1TI

RCOO5B. 1TI-RC006B, 1TI-RC007B, and 1TI
RC008B 

Instrument Cable For 1TI-0413B and 1TI-RC005B 

Instrument Cable For 1LI-0460A, 1 LI-0502A. 1 LI

0931, 1PI-O515A, 1PI-0525A, 1PI-0535A, 1PI

0545A. 1TI-0413B, 1TI-0423B, ITI-0433B. and 
1TI-04438 

Control Cable For IIP02J. 1U-0460A, 1.U

0460, 13LI-0502, 1U-0502A, 1PI-0456, 1PI
0515A,. 1PI-0525A. 1PI-0535A, 1PI-0545A, 1TI

0413B, 1TI-0423B, 1TI-0433B, 1TI-0443B. ITI
RC005B, 1TI-RCOO6B. 1TI-RCOO7B, and 1TI
RC008B
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1PI-0544A

1PI-0544B 

IRHOlPA 
1RH8701A 

1RH8702A 

1RY455A 
1S18801A 
1SIB811A 

ISXO1PA 
1SX01 PA-C 
1SX147A

1RHO1PB 
1RH8701 B 

1RH8702B 

1 RY456 
1SIB801B 
1 S1881 1B 

ISX01PB 

ISX01PB-C 
1SX147B 
1SX173 

MTI-0413B 

1TI-0423B

1MS10o 
1 RY322 

11P007 

IMSl10 
1MSll1 
1EF029 
IRHO30 
1RH089 
1RH054 
1RH089 

1 RY418 
1S1017 
1SI513 
1S1521 
1EF031 
1SX313 
1SX177
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TABLE 2.4-4 (Cont 'd)

Division 1121 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 5.5-1

1TI-0413A

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

1TI-0433B

1 IP007 Control Cable For IlP01J, 1U-0459A, 11U
04595, 1lU-0501, 1 LI-0501A, 1PI-0405, 1Pt
0455A, 1PI-0455B, 1PI-0514A, 1PI-0514B, iPI
0524A, 1 PI-0524B, 1 PI-0534A, I1PI-0534B, 1P1
0544A, 1PI-0544B, 1TI-0413A, 1TI-0423A, 1TI
0433A, lTI-0443A, 1TI-RC005A, 1T1-RC606A 

Instrument Cable For 1TI-0413A and 1TI-RC005A 

Instrument Cable For IU-0459A, 1 LI-0501A, 1lU
0930, 1 PI-0405, 1 PI-0514A, 1PI-0524A, 1 P1
0534A, 1PI-0544A, 1TI-0413A, 1TI-0423A, 1TI
0433A, and 1TI-0443A 
Control Cable For IPO1J, 1LI-0459A, 1Ll
04598, 11.1-0501, 1L--0501A, 1PI-0405, 1PI
0455A, 1PI-0455B, 1PI-0514A, 1PI-0514B, 1PI
0524A, 1 PI-0524B, 1PI-0534A, 1PI-0534B, 1 PI
0544A, 1PI-0544B, 1TI-0413A, 1TI-0423A, 1TI
0433A, 1TI-0443A, 1TI-RC005A, 1TI-RC006A 

Instrument Cable For 1TI-0423A and 1TI-RC006A 

Instrument Cable For 1 LI-0459A, 1LI-0501 A, 1LI
0930, 1PI-0405, IPI-0514A, 1PI-0524A, 1PI
0534A, 1PI-0544A, 1TI-0413A, 1TI-0423A, 1TI
0433A, and 1TI-0443A 
Control Cable For IIPO1J, 1L.-0459A, 1Ll
04595, 1U-0501, IU-0501A, IPI-0405, 1PI
0455A, 1 PI-0455B, 1 PI-0514A, 1PI-0514B, 1 PI
0524A, 1PI-05248, 1PI-0534A, 1PI-0534B, 1PI
0544A, 1PI-0544B, 1TI-0413A, 1TI-0423A, ITI
0433A, 1TI-0443A, 1TI-RC005A, 1TI-RC006A 

Instrument Cable For ITI-0433A and ITI-RC007A 

Instrument Cable For 1LI-0459A, 1U-0501A, lU
0930, 1 PI-0405, 1 PI-0514A, I PI-0524A, 1P1
0534A, 1PI-0544A, 1TI-0413A, 1Tl-0423A, 1TI
0433A, and ITI-0443A

1TI-HT002

1 RC391 
1 RY323 

1 1P023

1 RC396 
1 RY323 

1 IP023

I RC401 
1 RY323 

11P047 

1RH147 
1SI466 

1 IT349 

1 IT350 
1 IT383 
1 IT384

Instrument Cable For 1TI-0423B and 1TI-RC006B 
Instrument Cable For 11L-0460A, 1U-0502A, ILl
0931, 1PI-0515A, 1PI-0525A, 1PI-0535A, 1PI
0545A, 1TI-0413B, 1TI-0423B, ITI-0433B, and 
1TI-0443B 
Control Cable For IlP02J, 1LU-0460A, 1 LI
0460B, 1 LI-0502, 11LI-0502A, 1 PI-0456, 1PI
0515A, IPI-0525A, 1PI-0535A, 1PI-0545A, ITI
0413B, 1TI-0423B, 1TI-0433B, 1TI-0443B, 1TI
RC005B, 1TI-RC006B, 1TI-RC007B. and ITI
RCO08B 
Instrument Cable For ITI-0433B and 1TI-RCO07B 

Instrument Cable For 1 U-0460A, 1LI-0502A, 1 U
0931, 1PI-0515A, 1PI-0525A, 1PI-0535A, 1PI
0545A, 1TI-0413B, 1TI-0423B, 1TI-0433B, and 
1TI-0443B 
Control Cable For 1IP02J, 1LI-0460A, IlU
04605, 1 LI-0502, 1 LI-0502A, 1 PI-0456o 1 PI
0515A, IPI-0525A, 1PI-0535A, IPI-0545A, ITI
04135, 1TI-0423B, 1TI-0433B, 1TI-0443B, 1TI
RG005B, 1TI-RC006B, ITI-RC007B, and 1TI
RC0088 
Instrument Cable For 1TI-0443B and 1TI-RC608B 

Instrument Cable For 1UL-0460A, I1U-0502A, ILl
0931, 1 PI-0515A. I PI-0525A, 1IPI-0535A, 1 PI
0545A, 1T11-0413B, 1TI-0423B, 1TI-0433B, and 
1TI-0443B 
Control Cable For IlP04J, 111-0503, 1LI-0503A, 
1 PI-0403A, 1 PI-0458, 1 PI-0516A, 1 PI-0546A, 
and 1TI-0605 
Instrument Cable For 11"1-0605 

Instrument Cable For 1U-0503A, 1LI-0933, IPI
0403A, 1PI-051 6A, I1PI-0546A, and 1TI-0605 

Instrument Cable For ITI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For 1T`-1T002 

Instrument Cable For 1TI-IT002

(Sheet 550)
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1TI-0443B

1TI-0423A

1TI-0433A

1TI-0605

1 RC350 
1 RY322 

11P007

1RC355 
1 RY322 

11P007

1 RC360 
1 RY322
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DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Descdption 

Fire Zone Number 5.5-1

1TI-0443A

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

11P007 Control Cable For 1IPO1J, 1LI-0459A, 1Ll
0459B, 1U-0501, 1U-0501A, 1PI-0405, 1PI

0455A, 1PI-0455B, 1PI-0514A, IPI-0514B, 1PI
0524A, 1PI-0524B, IPI-0534A, IPI-0534B, 1PI
0544A, 1PI-0544B, 1TI-0413A, 1TI-0423A, ITI
0433A, 1TI-0443A, 1TI-RC005A, 1TI-RCOO06A 

Instrument Cable For 1TI-0443A and ITI-RCO08A 
Instrument Cable For 11LI-0459A, 1LI-0501 A, 1IU
0930. 1 P1-0405. 1 PI-0514A, 1IPI-0524A, 1 P1
0534A, 1PI-0544A, 1TI-0413A, 1TI-0423A, 1TI
0433A, and 1TI-0443A 
Control Cable For 1IPO3J, IU-0461, 1LI-0504, 
1 U-0504A, 1 PI-0457, 1PI-0526A, 1PI-0536A, 
and 1TI-0604 
Instrument Cable For 111-0604 

Instrument Cable For 1LI-0461, 1LI-0504A, 1 U
0932, 1PI-0526A, 1PI-0536A, and ITI-0604 

Instrument Cable For 1TI-IT001 

Instrument Cable For 1TI-IT001 

Instrument Cable For 1TI-IT001 

Instrument Cable For ITI-ITO01 

Instrument Cable For 1TI-ITOO1 

Instrument Cable For 1TI-IT001 

Instrument Cable For 1TI-IT001 

Instrument Cable For 1TI-IT001 

Instrument Cable For 1TI-IT001 

Instrument Cable For 1TI-ITOO1 

Instrument Cable For 1TI-IT001 

Instrument Cable For 1TI-IT001 

Instrument Cable For 1TI-IT001 

Instrument Cable For 1TI-IT001 

Instrument Cable For 1TI-IT001 

Instrument Cable For 1TI-IT001 

Instrument Cable For ITI-IT001
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1 FT385 
1 IT386 
11T387 
1 IT388 
1 IT389 
1 IT390 
11 "391 
1 IT392 
1IT393 
1 IT394 
1 IT395 
1 IT396 
1 IT397 
I IT398 
1 IT399 
11 T400 
11T401 
1 IT402 
11T403 
11T404 
1 IT405 
1 F406 
1 IT407 

1 IT408 
1 IT409 
11T410 
1 IT411 
19"412 
11T413 
I 1T414 

1 IT422

1TI-0604

1T-1I001

Instrument Cable For 1TI-IT002 
Instrument Cable For 1TI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For ITI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For ITI-IT002 
Instrument Cable For 1TI-IT002 

Instrument Cable For ITI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For 1TI-IT002

1RC365 
1 RY322 

11P035 

1RHI67 

I RY324 

11T275 

1 IT276 

1IT277 

111278 

11T279 

11T280 

IT281 

111282 

111283 
1IT284 

111"285 

1 IT286 

1 IT287 

1 1T288 

11T289 

11T290 

11T291



AMENDMENT 20 
DECEMBER 2002

TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 5.5-1

1 rT292 
I rT293 
1 FT294 
11T295 
11T296 
11T297 
1 IT298 
1 IT299 
1 IT300 
1rT301 
1 IT302 
1FT303 
1rr304 
1 IT305 
1 IT306 
1 IT307 
11T345 
1 IT346 
1IT421 
11T424 
1RC648 
1 RC649 

1TM-RC005A 11P007 

IMS034 

1RC350 

1 RC489

Instrument Cable For 1TI-ITOO1 

Instrument Cable For 1TI-ITOO 

Instrument Cable For ITI-IT001 
Instrument Cable For ITI-IT001 
Instrument Cable For ITI-IT001 
Instrument Cable For ITI-ITOO1 

Instrument Cable For 1TI-iTO01 
Instrument Cable For 1TI-ITO01 

Instrument Cable For ITI-IT001 
Instrument Cable For iT1-iTO101 
Instrument Cable For 1TI-IT001 

Instrument Cable For ITI-IT001 
Instrument Cable For 1TI-IT001 

Instrument Cable For 1TI-IT001 

Instrument Cable For 1TI-IT001 

Instrument Cable For 1TI-ITO01 
Instrument Cable For 1TI-IT001 

Instrument Cable For ITI-IT001 
Instrument Cable For 1TI-IT001 

Instrument Cable For 1TI-IT001 

Control Cable For 1TI-IT001 

Instrument Cable For 1TI-IT001 

Control Cable For 1IP01J, 1LI-0459A, 1Ll
0459, 1 LI-0501, 1ILI-001A, 1 PI-0405, 1PI
0455A, 1PI-0455B, 1PI-0514A, 1 PI-0514B, 1 PI
0524A, 1 PI-0524B, 1PI-0534A. 1 PI-0534B, 1 PI
0544A, 1PI-05448, 1TI-0413A, 1TI-0423A, 1TI
0433A, ITI-0443A, 1TI-RC005A, ITI-RC006A 
Instrument Cable For 1TI-RC005A, 1TI-RC006A, 
1TI-RC007A, and 1TI-RC0OBA 

Instrument Cable For 1TI-0413A and ITI-RC005A 

Instrument Cable For 1 PI-0455A, ITI-RC005A, 
and 1TI-RC006A

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

1 IT426 
I RC669 

I RC670 

1TI-RCOO5B 1 1P023 

1MS037 

I RC372 

1 RC496

1TI-RC006B 1 IP023

1MS037 

1 RC391 

1RC496 

1TI-RC007B 11P023 

1 MS037 

1RC396 
1 RC495

Instrument Cable For 1TI-IT002 
Control Cable For 1TI-IT002 

Instrument Cable For 1TI-IT002 

Control Cable For 1IP02J, 1LI-0460A, 1LI
0460B, 1LI-0502, 11LI-0502A, 11P1-0456, 1PI
0515A, 1PI-0525A, 1PI-0535A, IPI-0545A, ITI
0413B, 1TI-0423B, 1TI-0433B, ITI-0443B. 1TI

RC005B, 1TI-RC006B, 1TI-RC007B, and ITI
RC008B 

Instrument Cable For ITI-RC005B, 1TI-RC006B, 
1TI-RC007B, and 1TI-RC008B 

Instrument Cable For 1TI-0413B and 1TI-RC005B 

Instrument Cable For 1PI-0456, 1TI-RC005B, 
1TI-RC006B, 1TI-RC007B, and 1TI-RC008B 

Control Cable For 1 IP02J, I LI-0460A, 1LI
0460B. ILI-0502. 1LI-0502A, 1PI-0456. 1Pl
0515A, IPI-0525A, 11PI-0535A, 11PI-0545A, 1TI
04138, 1TI-0423B, 1TI-0433B, 1TI-0443B. 1TI

RC005B, 1TI-RC006B, 1TI-RC007B, and 1TI
RCO08B 

Instrument Cable For 1TI-RCOO5B, 1TI-RC006B, 
1TI-RC007B, and 1TI-RC008B 

Instrument Cable For 1TI-0423B and 1TI-RC006B 

Instrument Cable For 1PI-0456, 1TI-RC005B, 
1TI-RC006B, 1TI-RC007B, and 1TI-RC008B 

Control Cable For IlP02J, 1U-0460A, IU
0460B, 11LI-0502, 11LI-0502A, 1PI-0456, 1PI

0515A, 1PI-0525A, 1PI-0535A, 1PI-0545A, ITI
0413B, 1TI-0423B, 1TI-0433B, ITI-0443B, 1TI

RCOO5B, 1TI-RC006B, 1TI-RC007B. and 1TI
RC008B 

Instrument Cable For ITI-RC005B, 1TI-RC006B, 
1TI-RC007B, and 1TI-RCOO8B 

Instrument Cable For 1TI-0433B and 1TI-RC007B 

Instrument Cable For 1PI-0456, 1TI-RC007B, 
and 1TI-RCOO8B

(Sheet 552)

BYRON - FPR



AMENDMENTý!vý 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 5.5-1

1RC491 

1TI-RC006A 11P007 

1MS034 

1 RC355 

1 RC489 

1RC491 

1TI-RC007A 11P007 

1MS034 

IRC360 

1 RC488 

1 RC491 

1TI-RC007B 1RC500 

1TI-RC008A 11P007

Instrument Cable For 1PI-0455A, ITI-RCO0SA, 
ITI-RC006A, 1TI-RC007A, and ITI-RC008A 

Control Cable For IIPO1J, 1LI-0459A, 1Ll

0459B. ILI-0501, 1LI-0501A, 1PI-0405, 1PI
0455A, 1IPI-0455B, 1 PI-0514A, 1PI-0514B, 1 P1

0524A, 1PI-0524B, 1PI-0534A, 11P1-0534B, 1PI

0544A, 1PI-0544B, ITI-0413A, 1TI-0423A, 1TI

0433A, ITI-0443A, ITI-RC005A, 1TI-RC006A 

Instrument Cable For 1TI-RCOO05A, 1TI-RC006A, 

1TI-RC007A, and 1TI-RC008A 

Instrument Cable For 1TI-0423A and 1TI-RC006A 

Instrument Cable For 1PI-0455A, ITI-RC005A, 
and 1TI-RC006A 

Instrument Cable For 1 PI-0455A, 1TI-RC005A.  
1TI-RC006A, 1TI-RC007A, and 1TI-RC008A 

Control Cable For IIPO1J, 1U-0459A, 11
0459B, 1LI-0501, 1 LI-0501lA, 1.P1-0405, 1PI

0455A, 1PI-0455B, 1PI-0514A, 1PI-0514B, 1PI
0524A, 1PI-0524B, IPI-0534A, 1PI-0534B. tPI

0544A, 1PI-0544B, 1TI-0413A, 1TI-0423A, ITI

0433A, 1TI-0443A, ITI-RC005A, 1TI-RC006A 

Instrument Cable For 1TI-RC005A, 1TI-RC006A, 
1TI-RC007A, and 1TI-RC008A 

Instrument Cable For 1TI-0433A and 1TI-RC007A 

Instrument Cable For 1TI-RC007A and 1TI
RCOM8A 

Instrument Cable For 1 PI-0455A, 1TI-RCOO05A, 

1TI-RC006A, 1TI-RC007A, and 1TI-RC008A 

Instrument Cable For 1TI-RC007B and 1TI
RC008B 

Control Cable For 1IPO1J, 1LI-0459A, 1LI

0459B, 1LI-0501, 1 LI-0501A, 1 P1-0405, 1Pl
0455A, 1PI-0455B, IPI-0514A, 1PI-0514B, 1PI

0524A, 1PI-0524B, 1PI-0534A, 1PI-0534B, 1PI

0544A, 1PI-0544B, 1TI-0413A, 1TI-0423A, ITI

0433A, 1TI-0443A, 1TI-RC005A, 1TI-RC006A

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

1 RC496 

1TI-RC008B 1 IP023 

1MS037 

1IRC401 
1 RC495 

1RC496

1 UL-AN012-A7

1UL-AN012-B7

IAN021 

1AN082 

1AN083 

1 AN092 

1 MS046 

1MS061 

1SI468 

1S1470 

1 AN021 

1AN082 

1AN083

Instrument Cable For 1PI-0456, 1TI-RC005B, 
1TI-RC006B, 1TI-RCO07B, and 1TI-RC008B 

Control Cable For 1IP02J, 11LI-0460A, 11LI
04608, 1LI-0502, 1LI-0502A, 1 PI-0456, 1PI
0515A, 1 PI-0525A, I1PI-0535A, 1 PI-0545A, 1TI
0413B, 1TI-0423B, 1TI-0433B. 1TI-0443B, ITI
RC005B, ITI-RC006B, 1TI-RCO07B, and 1TI
RC008B 
Instrument Cable For ITI-RCO05B, 1TI-RC006B, 
1TI-RC007B, and 1TI-RC008B 

Instrument Cable For ITI-0443B and 1TI-RC008B 

Instrument Cable For 1 P1-0456, 1TI-RC007B, 
and 1TI-RC008B 
Instrument Cable For 1PI-0456, 1TI-RC005B, 
1TI-RC006B, 1TI-RC007B, and 1TI-RC008B 

Control Cable For 1UL-AN012-A7, 1UL-AN012
B7, and IUL-AN012-C7 
Control Cable For 1UL-AN012-A7, 1UL-AN012
67, and 1UL-AN012-C7 
Control Cable For 1UL-AN012-A7, 1UL-AN012
B7, and 1 UL-AN012-C7 

Control Cable For 1UL-AN012-A7, 1UL-AN012
B7, and 1UL-AN012-C7 
Control Cable For IUL-AN012-A7 and 1UL
AN012-C7 
Control Cable For 1UL-AN012-A7 and 1UL
AN012-C7 
Instrument Cable For 1lU-0931, 1UL-AN012-A7, 
1UL-AN012-B7, and IUL-AN012-C7 
Instrument Cable For I1LI-0933, 1UL-AN012-A7, 
1UL-AN012-B7, and 1UL-AN012-C7 
Control Cable For 1UL-AN012-A7, 1UL-AN012
B7, and 1UL-AN012-C7 

Control Cable For IUL-AN012-A7, 1UL-AN012
B7, and 1UL-AN012-C7 
Control Cable For 1UL-AN012-A?, 1UL-AN012
87, and 1 UL-AN012-C7
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TABLE 2.4-4 (Cont 'd)

DMsion 11/21 

Affected Equipment Equipment 
Equipment In Zone Descdption 

Fire Zone Number. 5.5-1

1MS034 

1RC365 

1 RC488 

1 RC491 

1TI-RC0088 1RC500

1UL-AN012-A7

1UL-ANO12-B7

1AN084 

1AN091 

1AN123 

IAN125 

1AN148 

IAN150 

1 MS035 

1MS053 

1S1467 

1S1469 

1AN084 

1ANO91 

1AN123 

1AN125

Instrument Cable For 1TI-RC005A. 1TI-RC006A, 
ITI-RC007A, and 1TI-RC008A 
Instrument Cable For 1TI-0443A and 1TI-RC008A 

Instrument Cable For 1TI-RC007A and ITI
RC008A 
Instrument Cable For 1PI-0455A, 1TI-RC005A, 
1TI-RC006A, 1TI-RC007A, and 1TI-RCOO8A 

Instrument Cable For 1TI-RC007B and ITI
RCOO8B 

Control Cable For 1UL-AN012-A7, 1UL-AN012
B7. and 1UL-AN012-C7 
Control Cable For 1UL-AN012-A7, 1UL-AN012
B7, and 1UL-AN012-C7 
Control Cable For 1UL-AN012-A7, 1UL-AN012
B7. and IUL-AN012-C7 
Control Cable For IUL-AN012-A7. 1UL-AN012
87, and 1UL-AN012-C7 
Control Cable For 1UL-AN012-A7, 1UL-AN012
B7, and 1UL-AN012-C7 
Control Cable For 1UL-AN012-A7 and IUL
AN01l2-C7 
Control Cable For 1UL-AN012-A7 and 1 UL
AN012-C7 
Control Cable For 1 UL-ANO12-A7 and 1 UL
AN012-C7 
Instrument Cable For 1LU-0930. IUL-AN012-A7, 
1UL-AN012-17, and IUL-AN012-C7 
Instrument Cable For 1LI-0932, 1UL-AN012-A7, 
1 UL-AN012-B7. and 1UL-AN01l2-C7 
Control Cable For 1UL-AN012-A7, 1UL-AN012
B7, and 1UL-AN012-C7 
Control Cable For 1UL-AN012-A7, 1UL-AN012
B7, and 1UL-AN01l2-C7 
Control Cable For 1UL-AN012-A7, 1 UL-AN012
B7, and 1UL-AN012-C7 

Control Cable For 1UL-AN012-A7, 1UL-AN012
87, and 1UL-AN012-C7

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

1UL-AN012-C7

1VPO1CB 
IVP01CD

1AN092 

IAN108 
11P025 
11P028 
11P049 
11P054 
1MS040 
1MS042 
1RC510 
1RC511 
1SI468 

1S1470 

1AN021 

1AN082 

1AN083 

1AN092 

1MS046 

1MSo61 

1S1468 

1SI470 

1VP043 
1VP087

Control Cable For 1UL-AN012-A7, 1UL-AN01287, and 1UL-AN012-C7 
Control Cable For 1UL-AN012-B7 

Control Cable For IlP02J and 1UL-AN012-B7 

Control Cable For IlP02J and I1UL-AN012-B7 

Control Cable For 1IP04J and I1UL-AN012-87 

Control Cable For IIP04J and 1 UL-AN012-B7 

Control Cable For 1UL-AN012-B7 

Control Cable For 1UL-AN012-B7 

Control Cable For 1UL-AN012-B7 

Control Cable For 1UL-AN012-87 

Instrument Cable For IU-0931, 1UL-AN012-A7, 
1UL-AN012-B7, and 1UL-AN012-C7 

Instrument Cable For 1LI-0933, 1UL-AN012-A7, 
1 UL-AN012-87, and 1UL-AN012-C7 
Control Cable For 1UL-AN012-A7, 1UL-ANO12
B7, and 1UL-AN012-C7 
Control Cable For 1UL-AN012-AT, 1UL-AN012
B7. and 1UL-AN012-C7 
Control Cable For 1UL-AN012-A7, 1UL-AN012
B7, and 1 UL-AN012-C7 
Control Cable For IUL-AN012-A7, 1UL-AN012
B7, and 1 UL-AN012-C7 
Control Cable For 1UL-AN012-A7 and 1UL
AN012-C7 

Control Cable For 1 UL-ANO12-A7 and 1UL
AN012-C7 
Instrument Cable For 1LI-0931. tUL-ANO12-A7, 
I UL-AN012-87, and 1 UL-AN012-C7 
Instrument Cable For 1U-0933, 1 UL-ANO12-A7, 
1UL-AN012-B7, and 1UL-AN012-C7 
Control Cable For 1VPO1CB 

Control Cable For 1VPOICD

(Sheet 554)

BYRON-FPR



AMENDMENT'f"T 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Dislon 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number. 5.5-1 

1AN147 
IAN148 

1AN166 
1EF001 
1EF002 
1EF003 
1EF006 
11P009 
11P015 
11P036 
11P040 
1MS029 
1MS032 
1 MS050 
1MS052 
1S1467 

1S1469

1UL-AN012-C7 1AN084 

1AN091 

1AN123 

1AN125 

1AN148 

IAN150 

1MS035

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Control Cable For 1 UL-AN012-B7 

Control Cable For 1UL-ANO12-A7, 1UL-AN012
B7, and 1UL-AN012-C7 
Control Cable For 1UL-AN012-B7 

Instrument Cable For IUL-AN012-B7 

Instrument Cable For 1 UL-AN01l2-B7 

Instrument Cable For IUL-AN012-B7 

Instrument Cable For I1UL-AN012-B7 

Control Cable For 1IIP01J and 1UL-AN01l2-B7 

Control Cable For 1IPO1J and 1UL-AN012-B7 

Control Cable For IIP03J and IUL-ANO1l2-B7 

Control Cable For 1IP03J and 1UL-AN012-B7 

Control Cable For 1 UL-ANOI2-17 

Control Cable For IUL-AN012-B7 
Control Cable For IUL-AN012-B7 

Control Cable For 1UL-AN012-B7 

Instrument Cable For IU-0930, 1UL-ANO12-A7, 
1UL-AN012-B7, and 1UL-AN012-C7 

Instrument Cable For 1LI-0932, 1UL-AN012-A7.  
1 UL-AN012-B7, and 1 UL-AN012-C7 

Control Cable For 1UL-AN012-A7, 1UL-AN012
B7, and 1UL-ANO12-C7 
Control Cable For 1UL-AN012-A7, 1UL-AN012
57, and 1UL-AN012-C7 

Control Cable For 1UL-AN012-A7, 1UL-AN012
B7, and IUL-AN012-C7 
Control Cable For 1UL-AN012-A7, 1UL-AN012
B7, and 1UL-AN012-C7 
Control Cable For 1UL-AN012-A7, IUL-AN012
B7, and IUL-AN012-C7 
Control Cable For 1UL-AN012-A7 and IUL
AN012-C7 
Control Cable For 1UL-AN012-A7 and IUL
AN012-C7

(Sheet 555)

BYRON - FPR



BYRON - FPR AMENDMENT 20 

DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 5.5-1 

1MS053 Control Cable For 1UL-AN012-A7 and 1UL
AN012-C7 

1SI467 instrument Cable For IU-0930, IUL-AN012-A7, 
1UL-AN012-B7, and 1UL-AN012-C7 

1S1469 Instrument Cable For 1U-0932. 1UL-AN012-A7, 
1UL-AN012-B7, and 1UL-AN01l2-C7 

1VP01CA IVP021 Control Cable For 1VPO1CA 

1VPO1CC 1VP065 Control Cable For 1VP01CC 

Unit 2 Components 

2AF006A 2AF332 Control Cable For 2AF006A and 2AFOIPA NONE 

2AFO1PA 2AF332 Control Cable For 2AF006A and 2AFOIPA
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TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 

Equipment In Zone Description 

Fire Zone Number: 5.5-2

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

Unit 0 (Common) Components

OAB03P(2) 

OCCO1E-B 

OVA01CC 

OVA02CC 

OVCO43Y 

OVC18Y 

OVC19Y 

OVC20Y 

OVC281Y

OVC176Y 
OVC177Y 
OVC178Y 
OVC179Y 
OVC 180Y 

OVC181Y 
2AB005 
2CC006 
2EF027 
2VA738 
2VA738 
2VC700 

2VC700 

2VC700 

2VC700 

2VC700

Unit 2 AEER Supply Duct Fire Damper 
Unit 2 AEER Supply Duct Fire Damper 

Unit 2 AEER Exhaust Duct Fire Damper 

Unit 2 AEER Exhaust Duct Fire Damper 

Unit 2 AEER Exhaust Duct Fire Damper 

Unit 2 AEER Exhaust Duct Fire Damper 

Control Cable For OAB03P(2) and 2AB03P 

Control Cable For OCCO1E-B and 2CCO1 PA 

Control Cable For OCCO01E-B 
Control Cable For OVAOICC and OVA02CC 

Control Cable For OVA01 CC and OVA02CC 
Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVCO43Y, and OVC1BY 
Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVCO43Y, and OVC1 BY 
Control Cable For OVCI9Y. OVC2OY, OVC281Y, 
OVC043Y, and OVC1BY 
Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC18Y 
Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC1BY

OCCOlE-D 

OVAO1CD 
OVA02CD 
OVC02Y 

OVC03Y 

OVC044Y 

OVC04Y 

OVC16Y

OVC282Y

2CCO16 
2EF043 
2VA739 
2VA739 
1PR067 

2VC701 

1 PR067 

2VC701 

1PR067 

1PR068 

2VC701 

1PR067 

2VC701 

1PR067 

IPRO68 

2VC701 

1PR067 

1PR068 

2VC701

Control Cable For OCCOIE-D and 2CCO1 PB 
Control Cable For OCCO1E-D 
Control Cable For OVA01CD and OVA02CD 

Control Cable For OVA01CD and OVA02CD 

Power Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 
Control Cable For OVC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 
Power Cable For OVC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 
Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 
Power Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 
Power Cable For OVC282Y, OVC044Y, and 
OVC16Y 
Control Cable For OVC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 
Power Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 
Control Cable For OVC282Y, OVC02Y, OVC03Y.  
OVC044Y, OVC04Y, and OVC16Y 
Power Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 
Power Cable For 0VC282Y, OVC044Y, and 
OVC16Y 
Control Cable For 0VC282Y, OVC02Y, OVCO3Y, 
OVC044Y, OVC04Y, and OVC16Y 
Power Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 
Power Cable For 0VC282Y, OVC044Y, and 
OVC16Y 
Control Cable For OVC282Y. OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y

(Sheet 557)

BYRON - FPR



AMENDMENT 20 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 5.5-2 

Unit 1 Components 

NONE

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

NONE

Unit 2 Components 

21P01J 

21P03J

2AB03P 
2AF005A

2AFOO5B

2AFOOSC

2AB005 
2AF077 

2AF081 
2AF170 
21P016 

2LV052 

2AF077 

2AF083 
2AF179 
21P016 

2LV052 

2AF077 

2AF085 
2AF180 
21P016 

2LV052

Division 21 120Vac Instrument Bus Distribution 
Panel 211 
Division 21 120Vac Instrument Bus Distribution 
Panel 213 
Control Cable For OAB03P(2) and 2AB03P 

Instrument Cable For 2AF005A, 2AF005B, 
2AFOO5C, and 2AF005D 
Instrument Cable For 2AF005A 

Instrument Cable For 2AF005A 

Control Cable For 2AF005A, 2AF005B, 
2AF005C, 2AF005D, and 21PO1J 
Control Cable For 2AF005A, 2AF005B, 
2AF005C, 2AF005D, 2MSO18A, and 2MS018D 
Instrument Cable For 2AFOO5A, 2AFOO5B, 
2AF005C, and 2AF005D 
Instrument Cable For 2AF005B 

Instrument Cable For 2AF005B 

Control Cable For 2AF005A, 2AF005B, 
2AFOO5C, 2AFO05D, and 21P01J 
Control Cable For 2AF005A, 2AF005B, 
2AFO05C, 2AF005D, 2MS018A, and 2MSO18D 
Instrument Cable For 2AFO05A. 2AF005B, 
2AFOO5C, and 2AF005D 
Instrument Cable For 2AFOO5C 

Instrument Cable For 2AF005C 

Control Cable For 2AF005A, 2AF005B, 
2AFOO5C, 2AF005D, and 21P01J 
Control Cable For 2AF005A, 2AF005B, 
2AF035C, 2AF005D, 2MSO18A, and 2MS01 8D

2AF005E

2AF005F

2AF005G

21P02J 

21P04J 

2AF079 

2AF082 

2AF171 

21P050 

21P072 

2AF079 

2AF084 

2AF182 

21P050 

21P072 

2AF079 

2AF086 

2AF183 

21P050

Division 22 120Vac Instrument Bus Distribution 
Panel 212 
Division 22 120Vac Instrument Bus Distnrbution 
Panel 214 
Instrument Cable For 2AF035E, 2AFOO5F, 
2AF005G, and 2AF005H 
Instrument Cable For 2AF005E 

Instrument Cable For 2AF005E 

Control Cable For 2AFOO5E, 2AF005F, 
2AF005G, 2AF005H, and 21P04J 
Control Cable For 21P04J, 2AF005E, 2AFOO5F, 
2AF005G, 2AF005H, 2AF01 PB, 2MSO1 8B, 
2MS01 8C, 2AF01 PB-A, 2AF01 PB-C, and 
2SX173 
Instrument Cable For 2AF005E, 2AFO05F, 
2AF005G, and 2AFOO5H 
Instrument Cable For 2AF005F 

Instrument Cable For 2AF005F 

Control Cable For 2AF005E, 2AF005F, 
2AF005G, 2AF035H, and 21P04J 

Control Cable For 21P04J, 2AF005E, 2AF005F, 
2AFOO5G, 2AF005H, 2AF01 PB, 2MSO1 8B, 
2MSO1 8C, 2AFOIPB-A, 2AFO1 PB-C, and 
2SX173 
Instrument Cable For 2AF005E, 2AF005F, 
2AF005G, and 2AF005H 
Instrument Cable For 2AF005G 

Instrument Cable For 2AFOO5G 

Control Cable For 2AF005E, 2AF005F, 
2AF005G, 2AF035H, and 21P04J

(Sheet 558)
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AMENDMENT 20 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.5-2

2AF005D 2AF077

2AF087 
2AF181 

21P016 

2LV052 

2AF006A 2AF057 
2AF295 

2AFO17A 2AF057 
2AF295 

2AF01PA 2AF013 
2AF064 

2AF293 

2EF026 

2FW977 

2AFO1PA-A 2AF013 
2AF064 

2EF011 

2FW977 

2APO5EG 2AP049 

2AP05EP 2CS002 
2EF086 

2AP05ER 2AP634 

2AP05ES 2DG152 
2DG228 

2AP05ET 2AP661 

2AP05EV 2EF029 

2CCO1PA 2CCO06 
2EF028 

2CC9413A 2CC053

Instrument Cable For 2AF005A, 2AF005B, 
2AF005C, and 2AF005D 
Instrument Cable For 2AF005D 

Instrument Cable For 2AF005D 

Control Cable For 2AF005A, 2AF005B, 
2AFOO5C, 2AF005D, and 21P01J 
Control Cable For 2AF005A, 2AF005B, 
2AFOO5C, 2AFO05D, 2MS018A, and 2MS018D 

control Cable For 2AF006A and 2AF017A 

Control Cable For 2AF006A and 2AF017A 

Control Cable For 2AF006A and 2AF017A 

Control Cable For 2AF006A and 2AFO17A 

Control Cable For 2AF01 PA-A and 2AFO1 PA 

Control Cable For 2AFOIPA-A and 2AFO1 PA 

Control Cable For 2AFO1 PA 

Control Cable For 2AFOt PA 

Control Cable For 2AF01 PA-A and 2AF01 PA 

Control Cable For 2AF01 PA-A and 2AF01 PA 

Control Cable For 2AF01 PA-A and 2AF01 PA 

Control Cable For 2AFOIPA-A 

Control Cable For 2AFO1 PA-A and 2AF01 PA 

Control Cable For 2AP05EG 

Control Cable For 2APOSEP 

Control Cable For 2AP05EP 

Control Cable For 2AP05ER 
Control Cable For 2AP05ES 

Control Cable For 2AP05ES 

Control Cable For 2AP05ET 

Control Cable For 2AP05EV and 2RHO1PA 

Control Cable For OCCO1E-B and 2CCO1 PA 

Control Cable For 2CCO1 PA 

Control Cable For 2CC9413A

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

2AFOO5H

2AF006B 

2AF017B 

2AFO1PB 

2AF01PB-A

21P072 

2AF079 

2AF088 
2AF184 
21P050 

21P072 

2AF062 
2AF296 
2AF334 
2AF062 
2AF296 
2AF070 
2AF168 
2AF298 
2AF338 
2AF346 
2CC133 

2FW979 

21P072 

2AF162 
2AF169 
2EF014

Control Cable For 21P04J, 2AF005E, 2AF005F, 
2AF005G, 2AF005H, 2AF01 PB, 2MS01 8B, 

2MS018C, 2AF01PB-A, 2AF01PB-C, and 
2SX173 

Instrument Cable For 2AF005E, 2AF005F, 
2AF005G, and 2AF005H 

Instrument Cable For 2AF005H 

Instrument Cable For 2AF005H 

Control Cable For 2AF005E, 2AF005F, 
2AF005G, 2AF005H, and 21P04J 

Control Cable For 21P04J, 2AF005E, 2AF005F, 
2AF005G, 2AF005H, 2AF01 PB, 2MSO18B, 

2MSO1 8C, 2AFO1 PB-A, 2AFO1 PB-C, and 
2SX173 

Control Cable For 2AF006B and 2AF017B 

Control Cable For 2AF006B and 2AF017B 

Control Cable For 2AF006B 

Control Cable For 2AF006B and 2AF017B 

Control Cable For 2AF006B and 2AF017B 

Control Cable For 2AFO1 PB 

Control Cable For 2AF01 PB 

Control Cable For 2AFOIPB 

Instrument Cable For 2AF01 PB 

Control Cable For 2AF01PB 

Control Cable For 2AF01 PB, 2CC685, 
2CC9413B, and 2CC9414 

Control Cable For 2AF01 PB-A, 2AF01 PB-C, and 
2AF01PB 

Control Cable For 21P04J, 2AF005E, 2AF005F, 
2AF005G, 2AF005H, 2AFO1 PB, 2MSO186, 

2MSO1 8C, 2AF01 PB-A, 2AF01 PB-C, and 
2SX173 

Control Cable For 2AF01 PB-A 

Control Cable For 2AF01 PB-A 

Control Cable For 2AFO1 PB-A

(Sheet 559)
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AMENDMENT\2• 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 5.5-2

2OC9416 

2CC9438

2OC132 

2CC061 
2CC132 

2CO037 
2CC132

2CVOIPA 2EF031 

2CV112B 2CV060 

2CV068 

2CV112D 2CV079 

2CV081 

2CV8110 2CV060 

2CV8114 2CV641 

2CV642 

2CV643 

2DG01KA 2DG154 

2DG175 

2ESFComp21 2EF016 

2FI-SX031 2LV057 

2SX376 

2SX377 

21PO1J 2EF024 

2EF037 

21P005 

21P006 

21P007

Control Cable For 2CC9413A, 2CC9416, and 
2CC9438 

Control Cable For 2CC9416 

Control Cable For 2CC9413A, 2CC9416, and 
2CC9438 

Control Cable For 2CC9438 

Control Cable For 2CC9413A, 2CC9416. and 
2CC9438 

Control Cable For 2CVO1 PA and 2SXOIPA 

Control Cable For 2CVl112B and 2CV81 10 

Control Cable For 2CV1 12B 

Control Cable For 2CV1 12D 

Control Cable For 2CV112D 

Control Cable For 2CV1 12B and 2CV81 10 

Control Cable For 2CV81 14 

Control Cable For 2CV81 14 

Control Cable For 2CV8114 

Control Cable For 2DG01 KA 

Control Cable For 2DGOIKA 

Control Cable For 2ESFComp21 

Control Cable For 2F1-SX031 

Instrument Cable For 2FI-SX031 

Instrument Cable For 2FR-SX031 

Control Cable For 21P01J 

Control Cable For 21P01J 

Power Cable For 21PO1J 

Power Cable For 21POIJ 

Control Cable For 21PO1J. 2L1-0459A, 2U1
0459, 2L1-0501, 2U-0501A, 2PI-0405, 2PI

0455A, 2PI-0455B, 2PI-0514A, 2PI-0514B, 2PI

0524A. 2PI-0524B, 2PI-0534A, 2PI-O5346, 2PI

0544A, 2PI-0544B, 2TI-0413A, 2TI-0423A. 2"1

0433A, 2TI-0443A, 2TI-RC005A, 2TI-RC006A

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

2FW979 

21P072 

2AFO1PB-C 2AF291 

2AF292 

2EF013 

2FW979 

21P072

2AP06EF 
2AP06EP 

2AP06ER 

2AP06ES 
2AP06EU 
2CCO1PB 

2CC685 

2CC9413B 

2CC9414 

2CV01PB

2AP044 
2CS011 
2EF087 
2DG149 
2DG229 
2AP662 
2EF045 
2CC016 
2EF064 

2CC042 
2CC133 

2CC056 
2CC133 

2CC064 
2CC133 

2EF044

Control Cable For 2AFO1 PB-A, 2AFO1 PB-C, and 2AFOIPB 
Control Cable For 21P04J, 2AF005E, 2AF005F, 
2AF005G, 2AF005H, 2AF01PB, 2MS01 8B, 
2MSO1 8C, 2AFO1 PB-A, 2AFOIPB-C, and 
2SX173 
Control Cable For 2AFO1 PB-C 

Control Cable For 2AF01PB-C 

Control Cable For 2AF01 PB-C 

Control Cable For 2AFOIPB-A, 2AFO1 PB-C. and 
2AF01 PB 
Control Cable For 21P04J, 2AF005E, 2AF005F, 
2AF005G, 2AF005H, 2AF01 PB, 2MS01 8B, 
2MS018C, 2AF01PB-A, 2AF01PB-C, and 
2SX173 
Control Cable For 2AP06EF 

Control Cable For 2AP06EP 

Control Cable For 2AP06EP 

Control Cable For 2AP06ER 

Control Cable For 2APO6ER 

Control Cable For 2AP06ES 

Control Cable For 2AP06EU and 2RHO1 PB 

Control Cable For OCCO1 E-D and 2CCO1 PB 

Control Cable For 2CC001PB 

Control Cable For 2CC685 

Control Cable For 2AFO1 PB, 2CC685, 
2CC9413B, and 2CC9414 

Control Cable For 2CC9413B 

Control Cable For 2AF01 PB, 2CC685, 
2CC9413B, and 2CC9414 
Control Cable For 2CC9414 

Control Cable For 2AFOIPB, 2CC685, 
2CC94136, and 2CC9414 

Control Cable For 2CVOI0PB and 2SXO1 PB

(Sheet 560)
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AMENDMENT 20' 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.5-2

21P008 

21P009 

21P010 

21P014 

21P015 

21P016 

21P062 

21P063 

21P070 

2NR197 

2NR198 

21P033 

21P034 

21P035 

21P036 

21P039 

21P040 

21P066 

21P067 

2NR201 

2NR202 

21P007

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

2CVl 12C 

2CV1 12E 

2CV121 

2CV8111 
2CV8116 

2DG01KB 
2ESFComp22 

2FI-0121A 

2FI-0121B 

21P02J

Control Cable For 21PO1J 
Control Cable For 21POIJ and 2UL-AN012-B7 

Control Cable For 21PO1J 
Control Cable For 21P01J 

Control Cable For 21P01J and 2UL-AN012-B7 

Control Cable For 2AF005A, 2AF005B, 
2AFOO5C. 2AF005D, and 21PO1J 
Control Cable For 21POIJ 
Control Cable For 21P01J 

Control Cable For 21PO1J 

Control Cable For 2NI-NRO05B, 2NI-NRO05D, 
21P01J, and 2NI-0031 B 

Control Cable For 21P01J and 2NI-0031B 

Power Cable For 21P03J 
Power Cable For 21P03J 

Control Cable For 21P03J, 2L1-0461, 21-10504, 
2L1-0504A, 2P1-0457, 2PI-0526A, 2PI-0536A, 
and 2T1-0604 
Control Cable For 21P03J and 2UL-AN01 2-B7 
Control Cable For 21P03J 

Control Cable For 21P03J and 2UL-ANO12-B7 

Control Cable For 21P03J 

Control Cable For 21P03J 

Control Cable For 21P03J 

Control Cable For 21P03J 

Control Cable For 21PO1J. 2LI-0459A, 2L1
0459B. 2U-0501, 2U-0501A, 2PI-0405, 2PI
0455A, 2PI-0455B, 2PI-0514A, 2PI-0514B, 2PI
0524A, 2PI-0524B, 2PI-0534A, 2PI-0534B, 2PI
0544A, 2PI-0544B, 2TI-0413A, 2TW-0423A, 2TI
0433A, 2TI-0443A, 2TI-RC005A, 2TI-RC006A

2CV064 
2CV074 

2CV083 

2CV086 

2CV140 

2CV424 

2CV064 

2CV652 

2CV653 

2CV654 

2DG151 

2EF015 

2EF017 

2CV139 

2CV421 

2CV422 

21P064 

2CV139 

2CV421 

21P064 

21P021 

21P022 

21P023 

21P025 

21P027 

21P028

(Sheet 561)
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Control Cable For 2CV1l12C and 2CV8111 
Control Cable For 2CV1 12C 

Control Cable For 2CV1 12E 

Control Cable For 2CV1 12E 

Instrument Cable For 2CV121 

Instrument Cable For 2CV121 

Control Cable For 2CV112C and 2CV81 11 

Control Cable For 2CV8116 

Control Cable For 2CV8116 

Control Cable For 2CV8116 

Control Cable For 2DGO1KB 

Control Cable For 2ESFComp22 

Control Cable For 2ESFComp22 

Instrument Cable For 2FI-0121A and 2FI-0121B 

Instrument Cable For 2FI-0121A and 2FI-0121B 

Instrument Cable For 2FI-0121A 

Control Cable For 21P02J, 2FI-0121 A, and 2FI
0121B 
Instrument Cable For 2FI-0121A and 2FI-0121B 

Instrument Cable For 2FI-0121A and 2FI-01 21 B 

Control Cable For 21P02J, 2FI-0121A, and 2FI
0121B 
Power Cable For 21P02J 

Power Cable For 21P02J 

Control Cable For 21P02J, 2M-0460A, 2U1
0460B, 2LI-0502, 2U-0502A, 2PI-0456, 2PI
0515A, 2PI-0525A, 2PI-0535A, 2PI-0545A, 2TI
0413B, 2TI-0423B, 2TI-0433B, 2TI-O443B, 2TI
RC005B, 2TI-RC006B, 2TI-RC007B, and 2TI
RC008B 
Control Cable For 21P02J and 2UL-AN01 2-B7 

Control Cable For 21P02J 

Control Cable For 21P02J and 2UL-AN01 2-B7

21P03J

2U-0459A



AMENDMENT 20 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.5-2

2RY322 

2RY432 
21P007 

2RC371 
2RY432 
21P035 

2RY208 
2RY324 

2FW025 
2FW919 
21P007 

2FW919 

21P007

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

21P04J

Instrument Cable For 2L1-0459A, 2LI-0501A. 2L1
0930, 2P1-0405, 2PI-0514A, 2PI-0524A, 2PI

0534A, 2PI-0544A, 2TI-0413A, 2TI-0423A, 2TI
0433A, and 2TI-0443A 

Instrument Cable For 2LI-0459A and 2LI-0459B 

Control Cable For 21PO1J, 2LI-0459A, 211
04596, 2U-0501, 2LI-0501A, 2P1-0405, 2PI

0455A, 2PI-0455B, 2PI-0514A, 2PI-0514B, 2PI

0524A, 2PI-0524B, 2PI-0534A, 2PI-0534B, 2PI

0544A, 2P1-0544B, 2T"-0413A, 2TI-0423A, 2T1
0433A, 2TI-0443A, 2TI-RC005A, 2TI-RC006A 

Instrument Cable For 2U-0459B 

Instrument Cable For 2U-0459A and 2LI-0459B 

Control Cable For 21P03J, 21-0461, 2L1-0504, 
2L1-0504A. 2PI-0457, 2PI-0526A, 2PI-0536A, 
and 2TI-0604 

Instrument Cable For 2LI-0461 

Instrument Cable For 2U-0461, 2L1-0504A, 2L1

0932, 2PI-0526A, 2PI-0536A, and 2TI-0604 

Instrument Cable For 2LI-0501 

Instrument Cable For 2LI-0501 and 2LI-0501A 

Control Cable For 21P01J, 2U-0459A, 2L1

0459B, 2U1-0501, 2LI-0501A, 2PI-0405, 2PI

0455A, 2PI-0455B, 2P1-0514A. 2PI-0514B, 2PI

0524A, 2P1-0524B, 2PI-0534A, 2PI-0534B, 2P1

0544A, 2P1-05441. 2TI-0413A, 2TI-0423A. 2TI

0433A, 2TI-0443A, 2TI-RCOO5A, 2TI-RC006A 

Instrument Cable For 2LI-0501 and 2LI-0501A 

Control Cable For 21P01J, 2U-0459A, 2L1
0459B, 2U-0501, 2LI-0501A, 2PI-0405, 2PI

0455A, 2PI-0455B, 2PI-0514A. 2P1-0514B, 2PI

0524A, 2PI-0524B, 2PI-0534A, 2PI-0534B, 2PI

0544A, 2PI-0544B, 2T1-0413A, 2TI-0423A, 2TI

0433A, 2TI-0443A, 2TI-RC005A, 2TI-RC006A

21P064 

21P065 

21P071 

2NR199 

2NR200 

2EF041 

2EF052 

21P045 

21P046 

21P047 

21P048 

21P049 

21P050 

21P053 

21P054 

21P056 

21P068 

21P069 

21P072 

2NR203 

2NR204 

21P023

Control Cable For 21P02J. 2FI-0121A, and 2FI0121B 
Control Cable For 21P02J 

Control Cable For 21P02J 

Control Cable For 2NI-NR006B, 2NI-NR006D, 
21P02J, and 2NI-0032B 

Control Cable For 21P02J and 2NI-0032B 

Control Cable For 21P04J 

Control Cable For 21P04J 

Power Cable For 21P04J 
Power Cable For 21P04J 

Control Cable For 21P04J, 21-1-0503, 2LI-0503A, 
2PI-0403A, 2PI-0458, 2PI-0516A, 2PI-0546A, 
and 211-0605 
Control Cable For 21P04J 

Control Cable For 21P04J and 2UL-AN01 2-67 

Control Cable For 2AFOO5E, 2AF005F, 
2AF005G, 2AF005H, and 21P04J 
Control Cable For 21P04J 

Control Cable For 21P04J and 2UL-AN012-B7 

Control Cable For 21P04J 

Control Cable For 21P04J 
Control Cable For 21P04J 

Control Cable For 21P04J, 2AF005E, 2AF005F, 
2AF005G, 2AF005H, 2AF01 PB, 2MS01 86, 
2MS01 8C, 2AF01 PB-A, 2AF01 PB-C, and 
2SX173 
Control Cable For 21P04J 

Control Cable For 21P04J 

Control Cable For 21P02J, 2U1-0460A, 2LI
0460B, 2LI-0502, 2LI-0502A, 2PI-0456, 2PI
0515A, 2PI-0525A, 2PI-0535A, 2PI-0545A, 2TI
0413B. 2TI-0423B, 2T1-0433B, 2TI-0443B, 2TI
RC005B, 2TI-RC006B, 2TI-RC007B, and 2TI
RC008B

(Sheet 562)
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2LU-0460A

2L-0459B 

211-0461 

2LI-0501 

2U-0501A



AMENDMENT 20 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 5.5-2

2U-0504 

2LI-0504A 

211-0930 

2U-0932 

2MSOO1A-DIV21 

2MSOO1B-DIV21 

2MS001C-DIV21 

2MS001D-DIV21

2RY322 

2FW023 
2FW028 
21P035 

2FW023 
21P035 

2RY324 

2RY322 

2SI467 

2RY324 

2SI469 

2MS272 
2MS302 

2MS285 
2MS315 

2MS298 
2MS315 

2MS302

Instrument Cable For 2U-0459A, 2LI-0501A, 2L1
0930, 2PI-0405, 2PW-0514A. 2PI-0524A, 2P1
0534A, 2PI-0544A. 2TI-0413A, 2TI-0423A, 2TI
0433A, and 2TI-0443A 
Instrument Cable For 2LI-0504 and 2LI-0504A 

Instrument Cable For 2LI-0504 

Control Cable For 21P03J, 2U-0461, 2U-0504, 
2U-0504A, 2P1-0457, 2PI-0526A, 2P1-0536A.  
and 2TI-0604 
Instrument Cable For 211-0504 and 2U-0504A 

Control Cable For 21P03J. 211-0461, 2LU-0504, 
2L1-0504A, 2PI-0457, 2PI-0526A, 2PI-0536A, 
and 2T1-0604 
Instrument Cable For 2U-0461, 2U1-0504A, 2U
0932, 2PI-0526A, 2PI-0536A, and 2TI-0604 
Instrument Cable For 2U1-0459A, 211-0501A, 2U
0930, 2PI-0405, 2PI-0514A, 2PI-0524A, 2P1
0534A, 2P1-0544A, 2TI-0413A, 2TI-0423A, 2TI
0433A, and 2TI-0443A 
Instrument Cable For 211-0930, 2UL-AN01 2-A7, 
2UL-AN012-1B7, and 2UL-AN012-C7 

Instrument Cable For 2L1-0461, 211-0504A, 211
0932, 2PI-0526A, 2PI-0536A, and 2TI-0604 

Instrument Cable For 2U-0932, 2UL-AN012-A7.  
2UL-AN012-B7, and 2UL-AN012-C7 
Control Cable For 2MSOO1A-DIV21 

Control Cable For 2MSOO1A-DIV21 and 
2MS001D-DIV21 
Control Cable For 2MS001 B-DIV21 

Control Cable For 2MSOO1B-DIV21 and 
2MS001C-DIV21 
Control Cable For 2MS001 C-DIV21 

Control Cable For 2MSOO1B-DIV21 and 
2MS001C-DIV21 
Control Cable For 2MS0O1A-DIV21 and 
2MS001D-DIV21

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

2LW-0460B 

2LI-0502 

2LI-0502A 

2U-0503

2RY204 
2RY323 

21P023 

2RC406 

2RY204 

2FW026 

2FW921 

21P023 

2FW921 

21P023 

2RY323 

2FW021 

2FW027 

21P047

Instrument Cable For 2LI-0460A and 2LI-0460B 
Instrument Cable For 2U-0460A, 2LI-0502A, 21
0931. 2PI-0515A, 2PI-0525A, 2PI-0535A. 2PI
0545A, 2TI-0413B, 2TI-0423B, 2T"-0433B. and 
2TI-0443B 
Control Cable For 21P02J, 2U-0460A, 211
0460B. 211-0502, 2L1-0502A, 2PI-0456, 2PI
0515A, 2PI-0525A. 2PI-0535A. 2PI-0545A, 2TI
0413B, 2TI-0423B, 2TI-0433B, 2TI-0443B, 2TI
RC005B, 2TI-RC006B, 2TI-RC007B. and 2TI
RC008B 
Instrument Cable For 2U-0460B 

Instrument Cable For 2L1-0460A and 2LI-0460B 

Instrument Cable For 2L1-0502 

Instrument Cable For 2LI-0502 and 2Ll-0502A 

Control Cable For 21P02J, 21-0460A, 2U
0460B, 2U1-0502, 2U-o0502A. 2P1-0456, 2PI
0515A, 2PI-0525A, 2PI-0535A, 2PI-0545A, 2"1
0413B, 2TI-0423B, 2TI-0433B, 2TI-0443B, 2T1
RC005B, 2TI-RC006B, 2TI-RC007B, and 2TI
RC008B 
Instrument Cable For 2U1-0502 and 2LI-0502A 

Control Cable For 21P02J, 2L1-0460A, 2U
0460B, 2U-0502, 2U-0502A, 2PI-0456, 2PI
0515A. 2PI-0525A, 2PI-0535A, 2PI-0545A, 2TI
0413B, 2TI-0423B, 2TI-0433B, 2TI-0443B, 2TI
RC005B, 2TI-RC006B, 2TI-RCO07B, and 2TI
RC008B 
Instrument Cable For 2L1-0460A, 2L1-0502A, 211
0931, 2PI-0515A, 2PI-0525A, 2PI-0535A, 2P1
0545A, 2TI-0413B, 2TI-0423B, 2TI-0433B, and 
2TI-0443B 
Instrument Cable For 2U-0503 and 2U-0503A 

Instrument Cable For 2LI-0503 

Control Cable For 21P04J, 2U-0503, 2L1-0503A, 
2PI-0403A, 2PI-0458, 2PI-0516A, 2PI-0546A, 
and 2TI-0605

(Sheet 563)
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AMENDMENT-2" 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.5-2

2MSO18A 

2MS018D

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

2LI-0503A

2U-0931

2U-0933

2MS311 
2LV052 

2MS574 
2MS581 
2MS585 
2MS586 
2MS587 
2MS588 
2MS589 
2MS590 
2MS591 
2MS592 
2MS593 
2MS594 
2MS639 
2MS640 
2LV052 

2MS575 
2MS581 
2MS597 
2MS598 
2MS599 
2MS600 
2MS601 
2MS602 
2MS603 
2MS604 
2MS605 
2MS606 

2MS648

Control Cable For 2MS001 D-DIV21 
Control Cable For 2AF005A, 2AF005B.  
2AF005C, 2AF005D, 2MS018A, and 2MS018D 
Instrument Cable For 2MSO18A 

Control Cable For 2MS01BA and 2MSO1 8D 

Control Cable For 2MS018A 
Instrument Cable For 2MS018A 

Power Cable For 2MSO18SA 

Instrument Cable For 2MS018A 

Instrument Cable For 2MS018BA 

Instrument Cable For 2MS018A 

Instrument Cable For 2MSO18BA 

Instrument Cable For 2MSO1 BA 
Instrument Cable For 2MSO18A 

Power Cable For 2MSO18A 
Instrument Cable For 2MS018A 

Instrument Cable For 2MSO18A 

Control Cable For 2AF005A, 2AF005B, 
2AFO05C, 2AF005D, 2MSO18A, and 2MS018D 
Instrument Cable For 2MS018D 

Control Cable For 2MS018A and 2MSO18D 

Control Cable For 2MS018D 

Instrument Cable For 2MS018D 

Power Cable For 2MS018D 

Instrument Cable For 2MSOI08D 

Instrument Cable For 2MS018D 
Instrument Cable For 2MS018D 
Instrument Cable For 2MS018D 

Instrument Cable For 2MSO18D 

Instrument Cable For 2MS01 8D 

Power Cable For 2MS018D 

Instrument Cable For 2MSO18D

2FW021 
21P047 

2S1466 

2RY323 

2SI468 

2S1466 

2SI470 

2MS273 
2MS303 

2MS286 
2MS314 

2MS299 
2MS314 

2MS303 

2MS312 
21P072 

2MS576 
2MS610 
2MS614 
2MS615

(Sheet 564)
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2MS001A-DIV22 

2MS001B-DIV22 

2MS001 C-DIV22 

2MS001D-DIV22 

2MS018B

Instrument Cable For 2LI-0503 and 2LI-0503A 
Control Cable For 21P04J, 2U-0503, 2U-0503A, 
2PI-0403A, 2PI-0458, 2PI-0516A, 2PI-0546A, 
and 2TI-0605 
Instrument Cable For 2U-0503A, 2LU-0933, 2PI
0403A, 2PI-0516A, 2PI-0546A, and 2TI-0605 
Instrument Cable For 2U-0460A. 2LI-0502A, 2L1
0931, 2PI-0515A, 2PI-0525A, 2PI-0535A, 2P1
0545A, 2TI-0413B, 2TI-0423B, 2TI-0433B, and 
2TI-0443B 
Instrument Cable For 2L1-0931, 2UL-ANO12-A7.  
2UL-AN012-B7. and 2UL-AN012-C7 

Instrument Cable For 2L1-0503A, 2L1-0933, 2PI
0403A, 2PI-0516A, 2PI-0546A, and 2TI-0605 
Instrument Cable For 21--0933, 2UL-ANO12-A7, 
2UL-AN012-B7, and 2UL-AN012-C7 
Control Cable For 2MSOO1A-DIV22 

Control Cable For 2MS001A-DIV22 and 
2MSOO1D-DIV22 
Control Cable For 2MSOO1 B-DIV22 

Control Cable For 2MSOO1 B-DIV22 and 
2MS001 C-DIV22 
Control Cable For 2MSOOIC-DIV22 
Control Cable For 2MS001 B-DIV22 and 
2MSOO1C-DIV22 
Control Cable For 2MSOO1A-DIV22 and 
2MS001 D-DIV22 
Control Cable For 2MSOO1D-DIV22 

Control Cable For 21P04J, 2AF005E, 2AF005F, 
2AF005G, 2AF005H, 2AFO1 PB, 2MS0181B, 
2MS018C. 2AF01 PB-A, 2AF01 PB-C, and 
2SX173 
Instrument Cable For 2MSO1 8B 

Control Cable For 2MS018B and 2MS018C 

Control Cable For 2MS01 8B 

Instrument Cable For 2MS018B



BYRON - FPR
AMENDMENT'j 
DECEMBER 2002

TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.5-2

2MS101A 

2MS1O1B 

2MS101C 

2MS101D 

2NI-00318

2MS649 
2MS318 

2MS318 

2MS318 

2MS318 

2NR146 
2NR147 
2NR197

2NR198 
2NR234 

2NI-NR005B 2NR197 

2NI-NRO05D 2NR197

2P1-0405

2PI-0455A

2CV663 
21P007

2RY322 

21P007

Instrument Cable For 2MS01 8D 
Control Cable For 2MS101A, 2MS101B, 
2MS101C, and 2MS101D 
Control Cable For 2MS101A, 2MS101B, 
2MS101C, and 2MS101D 

Control Cable For 2MS101A, 2MS101B, 
2MS101C, and 2MS101D 
Control Cable For 2MS1O1A, 2MS101 B, 
2MS101C. and 2MS101D 
Control Cable For 2NI-0031 B 

Control Cable For 2NI-0031 B 

Control Cable For 2NI-NROO5B, 2NI-NR005D, 
21P01J, and 2NI-0031B 
Control Cable For 21P01J and 2NI-0031 B 

Instrument Cable For 2NI-0031 B 

Control Cable For 2NI-NROO5B, 2NI-NR005D, 
21PO1J, and 2NI-0031B 

Control Cable For 2NI-NRO05B, 2NI-NRO05D, 
21PO1J, and 2NI-0031B 
Instrument Cable For 2PI-0405 

Control Cable For 21P01J, 21--0459A, 2U
0459B, 2U-0501. 2L1-0501A. 2PI-0405, 2P1
0455A. 2PI-0455B, 2PI-0514A, 2PI-0514B, 2PI
0524A, 2PI-0524B, 2PI-0534A, 2PI-0534B. 2P1
0544A, 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI
0433A, 2TI-0443A, 2TI-RC005A, 2TI-RCOO06A 

Instrument Cable For 2U-0459A, 2U-0501 A, 21
0930, 2PI-0405. 2PI-0514A, 2PI-0524A, 2PI
0534A, 2PI-0544A, 2TI-0413A. 2TI-0423A, 2TI
0433A, and 2T1-0443A 
Control Cable For 21PO1J, 2U-0459A, 2L1
0459B, 2L1-0501, 2L1-0501A, 2PI-0405, 2P1
0455A, 2P1-0455B, 2PI-0514A, 2PI-0514B, 2P1

0524A, 2PI-0524B, 2PI-0534A, 2PI-0534B, 2P1
-0544A, 2PI-0544B, 2T1-0413A, 2TI-0423A, 2TI

0433A, 2TI-0443A, 2TI-RC005A, 2TI-RC006A

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

2MS018C 

2MS1O1A 

2MS101B

2MS616 
2MS617 

2MS618 

2MS619 

2MS620 

2MS621 

2MS622 

2MS623 

2MS642 

2MS643 

21P072 

2MS577 

2MS610 

2MS626 

2MS627 

2MS628 

2MS629 

2MS630 

2MS631 

2MS632 

2MS633 

2MS634 

2MS635 

2MS645 

2MS646 

2MS319 

2MS319

Power Cable For 2MS018B 
Instrument Cable For 2MSO1 8B 

Instrument Cable For 2MS018B 

Instrument Cable For 2MS01 8B 

Instrument Cable For 2MS018BB 

Instrument Cable For 2MS018B 

Instrument Cable For 2MSO18B 

Power Cable For 2MS018B 

Instrument Cable For 2MS018B 

Instrument Cable For 2MS018B 

Control Cable For 21P04J, 2AFO05E, 2AF005F, 
2AF005G, 2AF005H, 2AFO1 PB, 2MS018BB, 
2MS018C, 2AF01 PB-A, 2AFO1 PB-C, and 
2SX173 
Instrument Cable For 2MSO18BC 

Control Cable For 2MS018B and 2MS018C 

Control Cable For 2MS018C 
Instrument Cable For 2MS018SC 

Power Cable For 2MSO18C 
Instrument Cable For 2MSO18C 
Instrument Cable For 2MSO18C 

Instrument Cable For 2MS018C 

Instrument Cable For 2MS018C 

Instrument Cable For 2MS018BC 

Instrument Cable For 2MS018C 

Power Cable For 2MS018C 

Instrument Cable For 2MSO18C 

Instrument Cable For 2MS018C 

Control Cable For 2MS101A, 2MS101B, 
2MS101C. and 2MS101D 
Control Cable For 2MS101A, 2MS101B, 
2MS101C, and 2MS101D

(Sheet 565)



AMENDMENT'.  
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Descdption 

Fire Zone Number 5.5-2

2RC489 

2RC491 

2RY303 
2RY433 
21P007 

2RC370 
2RY433 
2MS044 
21P035 

2MS047 
2RC503 
2RY206 
2RY304 
2RY305 
2MS059 
2RC513 
21P007 

2MS666

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

2MS101C 

2MS101 D 

2NI-0032B

2MS319 

2MS319 

2NR164 
2NR165 
2NR199

2NR200 
2NR236 

2NI-NRO06B 2NR199 

2NI-NR006D 2NR199

2PI-0403A

Instrument Cable For 2PI-0455A, 2TI-RC005A, 
and 2TI-RCOO6A 
Instrument Cable For 2PI-0455A. 2TI-RC005A, 
2T1-RC006A, 2TI-RC007A. and 2TI-RCOO8A 

Instrument Cable For 2PI-0455A 

Instrument Cable For 2PI-0455A and 2PI-0455B 

Control Cable For 21PO1J, 2L1-0459A, 211
0459B, 2L1-0501, 2LI-0501A, 2PI-0405, 2P1
0455A. 2P1-04551, 2PI-0514A, 2PI-0514B, 2P1
0524A. 2PI-0524B, 2PI-0534A, 2PI-0534B, 2PI
0544A, 2PI-0544B, 2TI-0413A, 2TI-0423A, 211
0433A, 2TI-0443A, 2TI-RCOO5A, 2TI-RC006A 

Instrument Cable For 2PI-0455B 

Instrument Cable For 2PI-0455A and 2PI-0455B 

Instrument Cable For 2PI-0456 

Control Cable For 21P03J, 2L1-0461, 21--0504, 
2LI-504A, 2PI-0457, 2PI-0526A, 2PI-0536A, 
and 211-0604 
Instrument Cable For 2PI-0457 

Instrument Cable For 2PI-0457 

Instrument Cable For 2P1-0457 

Instrument Cable For 2P1-0457 

Instrument Cable For 2PI-0457 

Instrument Cable For 2PI-0458 

Instrument Cable For 2P1-0458 

Control Cable For 21PO1J. 2LI-0459A, 2L1
0459B, 2L1-0501,2L--0501A, 2PI-0405. 2PI
0455A, 2PI-0455B, 2PI-0514A, 2PI-0514B, 2P1
0524A, 2P1-0524B. 2PI-0534A. 2PI-0534B, 2P1
0544A. 2P1-0544B, 2T1-0413A, 2TI-0423A. 2TI
0433A, 2T"-0443A, 2TI-RC005A, 2TI-RC006A 

Instrument Cable For 2PI-0514A and 2PI-0514B
2PI-0458

2CV673 
21P047 

2SI466 

21P023

2PI-0455B 

2PI-0456 
2P1-0457 

2P1-0458 

2PI-0514A

Control Cable For 2MS101A, 2MS101B, 2MS101C, and 2MS101D 

Control Cable For 2MS101A, 2MS101 B, 
2MS101C, and 2MS101D 
Control Cable For 2NI-0032B 

Control Cable For 2NI-0032B 

Control Cable For 2NI-NR006B, 2NI-NRO06D, 
21P02J., and 2NI-0032B 
Control Cable For 21P02J and 2NI-0032B 

Instrument Cable For 2NI-0032B 

Control Cable For 2NI-NRO06B. 2NI-NRO06D, 
21P02J, and 2NI-0032B 
Control Cable For 2NI-NRO06B, 2NI-NRO06D, 
21P02J, and 2NI-0032B 
Instrument Cable For 2PI-0403A 

Control Cable For 21P04J, 2-10503, 211-0503A, 
2P1-0403A, 2PI-0458, 2PI-0516A, 2PI-0546A, 
and 211-0605 
Instrument Cable For 211-0503A, 2L1-0933, 2PI
0403A, 2P1-0516A. 2PI-0546A, and 2TI-0605 

Control Cable For 21P02J, 211-0460A, 21
0460B, 21.-0502, 2Ll-O502A, 2PI-0456, 2PI
0515A, 2PI-0525A. 2PI-0535A. 2PI-0545A, 2TI
0413B, 2TI-0423B, 2TI-0433B, 2TI-0443B, 2T1
RC005B, 2TI-RC006B, 2TI-RCO07B, and 2TI
RC008B 
Instrument Cable For 2PI-0456, 2TI-RCO07B, 
and 2T1-RC008B 
Instrument Cable For 2PI-0456, 2TI-RC005B, 
2TI-RC006B, 2TI-RC007B, and 2TI-RC008B 
Instrument Cable For 2PI-0456 

Control Cable For 21P04J, 2L1-0503, 2L1-0503A, 
2PI-0403A, 2P1-0458. 2PI-0516A. 2PI-0546A, 
and 211-0605 
Instrument Cable For 2P1-0458 

Instrument Cable For 2PI-0458

(Sheet 566)
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2RC495 

2RC496 

2RY202 
21P047 

2MS054 
2RC509

2PI-0456



AMENDMENT 20 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.5-2

2RY322 

21P007 

2MS099 
2MS666 
21P007 

2MS102 
2RY322 

21P007 

2MS102 
2MS103 
21P035 

2MS125 
2RY324

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

2PI-0515A

2PI-0516A

Instrument Cable For 21-0459A, 2U1-0501 A, 2L
0930, 2P1-0405, 2PI-0514A, 2PI-0524A, 2P1
0534A, 2PI-0544A, 2TI-0413A, 2TI-0423A, 2TI
0433A, and 2TI-0443A 
Control Cable For 21PO1J, 2U-0459A, 2L1
0459B, 2L1-0501, 2U-O501A, 2PI-0405, 2PI
0455A, 2PI-0455B, 2PI-0514A, 2PI-0514B, 2PI
0524A, 2PI-0524B, 2PI-0534A, 2PI-0534B, 2PI
0544A, 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI
0433A, 2TI-0443A, 2TI-RC005A, 2TI-RC006A 
Instrument Cable For 2PI-0514B 

Instrument Cable For 2PI-0514A and 2PI-0514B 

Control Cable For 21POIJ, 2LI-0459A, 2L1
0459B, 2L1-0501., 2L1-0501A, 2PI-0405, 2PI
0455A, 2PI-0455B, 2PI-0514A, 2PI-0514B, 2PI
0524A, 2PI-0524B, 2PI-0534A, 2PI-0534B, 2PI
0544A, 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI
0433A, 2TI-0443A, 2TI-RC005A, 2TI-RC006A 
Instrument Cable For 2PI-0524A and 2PI-0524B 

Instrument Cable For 21-0459A, 2LI-0501 A, 2L1
0930, 2PI-0405, 2PI-0514A, 2PI-0524A, 2PI
0534A, 2PI-0544A, 2T"-0413A, 2TI-0423A, 2TI
0433A, and 2TI-0443A 
Control Cable For 21PO1J, 21I-0459A, 2L1
0459B, 2L1-0501. 2L1-0501A, 2PI-0405, 2PI
0455A, 2PI-0455B, 2PI-0514A, 2PI-0514B, 2PI
0524A, 2PI-0524B, 2PI-0534A, 2PI-0534B, 2PI
0544A, 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI
0433A, 2TI-0443A, 2TI-RC005A, 2TI-RC006A 

Instrument Cable For 2PI-0524A and 2PI-0524B 

Instrument Cable For 2PI-0524B 

Control Cable For 21P03J., 2L1-0461, 2U-0504.  
2U-0504A, 2PI-0457, 2PI-0526A, 2PI-0536A, 
and 2TI-0604 
Instrument Cable For 2PI-0526A 

Instrument Cable For 2U-0461, 2L1-0504A, 2L1
0932, 2PI-0526A, 2P1-0536A, and 2TI-0604

2PI-0514B 

2PI-0524A 

2PI-O524B 

2PI-0526A

2RY210 
21P023

2MS115 
2RY323 

21P047 

2MS127 

2SI466 

21P023

2MS668 
2RY323 

21P023

2MS121

Instrument Cable For 2PI-0458 
Control Cable For 21P02J, 2U-0460A, 2U1
0460B. 2L1-0502. 2L1-0502A, 2PI-0456, 2PI
0515A. 2PI-0525A, 2PI-0535A, 2PI-0545A, 2TI
0413B, 2TI-0423B, 2TI-0433B, 2TI-0443B, 2TI
RCOO5B, 2TI-RC006B, 2TI-RCO07B, and 2TI
RC008B 

Instrument Cable For 2PI-0515A 

Instrument Cable For 21--0460A. 2U1-0502A, 2L1

0931, 2PI-0515A, 2PI-0525A. 2PI-0535A, 2PI
0545A, 2TI-0413B, 2TI-0423B, 2TI-0433B. and 
2TI-0443B 

Control Cable For 21P04J, 2U-0503, 2U-0503A, 
2PI-0403A. 2PI-0458, 2PI-0516A, 2PI-0546A, 
and 2TI-0605 

Instrument Cable For 2PI-0516A 

Instrument Cable For 211-0503A. 2L1-0933, 2PI

0403A, 2PI-0516A, 2PW-0546A, and 2TI-0605 

Control Cable For 21P02J. 2LI-0460A, 2U1
0460B, 2L1-0502, 21--0502A. 2PI-0456, 2PI

0515A, 2PI-0525A, 2P1-0535A, 2PI-0545A, 2TI
0413B, 2TI-0423B, 2TI-0433B, 2TI-0443B, 2TI
RG005B, 2TI-RC006B, 2TI-RC007B, and 2TI
RC008B 

Instrument Cable For 2PI-0525A 

Instrument Cable For 2LI-0460A, 2LI-0502A, 2L1

0931,2PI-0515A, 2PI-0525A, 2PI-0535A, 2PI

0545A, 2TI-0413B, 2TI-0423B, 2TI-0433B, and 
2TI-0443B 

Control Cable For 21P02J, 2U-0460A, 2L1
0460B, 2LW-0502. 2L-0502A. 2P1-0456, 2PI
0515A. 2PI-0525A, 2PI-0535A, 2PI-0545A, 2TI
0413B, 2TI-0423B, 2TI-0433B, 2TI-0443B. 2TI

RCOO5B, 2TI-RC006B, 2TI-RC007B, and 2TI
RC008B 

Instrument Cable For 2PI-0535A

(Sheet 567)
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2PI-0535A

2PI-0525A



AMENDMENT-2CV 
DECEMBER 2002

TABLE 2.4-4 (Corn d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12122 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 5.5-2 

2PI-0534A 21P007 

2MS106 
2RY322

2PI-0534B 

2PI-0536A 

2PI-0544A

21P007 

2MS106 

2MS107 

21P035 

2MS126 

2RY324 

21P007 

2MS110 

2RY322

Control Cable For 21POIJ, 2L1-0459A, 211
0459B, 2U-0501, 2LI-0501A, 2PI-0405, 2PI
0455A, 2P1-0455B, 2PI-0514A, 2PI-0514B. 2P1
0524A. 2PI-0524B, 2PI-0534A, 2PI-0534B, 2PI
0544A, 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI
0433A, 2TI-0443A, 2TI-RC005A, 2TI-RC006A 

Instrument Cable For 2PI-0534A and 2PI-0534B 

Instrument Cable For 2L1-0459A, 21--0501A, 2U
0930, 2PI-0405, 2PI-0514A, 2PI-0524A, 2PI
0534A, 2PI-0544A, 2TI-0413A, 2TI-0423A, 2TI
0433A. and 2TI-0443A 
Control Cable For 21POIJ, 2U-0459A, 21
0459B, 2U-0501, 2LI-0501 A, 2PI-0405, 2P1
0455A, 2PI-0455B, 2PI-0514A, 2PI-0514B, 2PI
0524A, 2PI-0524B, 2PI-0534A, 2PI-0534B, 2PI
0544A, 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI
0433A, 2TI-0443A. 2TI-RC005A, 2TI-RC006A 
Instrument Cable For 2PI-0534A and 2PI-0534B 

Instrument Cable For 2PI-0534B 

Control Cable For 21P03J, 2U1-0461, 2LU-0504, 
2U-0504A, 2PI-0457, 2PI-0526A, 2PI-0536A, 
and 2TI-0604 
Instrument Cable For 2PI-0536A 

Instrument Cable For 211-0461, 2U-0504A, 211
0932, 2PI-0526A, 2PI-0536A, and 2TI-0604 

Control Cable For 21POIJ, 2L--0459A, 211
04599, 2LI-0501,2LU-0501 A, 2P1-0405, 2PI
0455A, 2PI-0455B, 2PI-0514A, 2PI-0514B, 2PI
0524A, 2PI-05248, 2PI-0534A, 2PI-0534B, 2PI
0544A, 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI
0433A, 2TI-0443A, 2TI-RCO05A. 2TI-RC006A 
Instrument Cable For 2PI-0544A and 2PI-0544B 

Instrument Cable For 2U-0459A, 2LI-0501 A, 211
0930, 2PI-0405, 2PI-0514A, 2PI-0524A, 2P1
0534A, 2PI-0544A. 2TI-0413A, 2TI-0423A, 211
0433A, and 2TI-0443A

2PI-0545A

2PI-0546A

2RH1IPB 
2RH8701B 

2RH8702B 

2RY456 

2SI8801B 
2SI8811B 

2SXO1 PB 
2SXO1PB-C 
2SX147B

2RY323 

21P023

2MS124 
2RY323 

21P047 

2MS128 

2SI466 

2EF045 

2RH042 

2RH090 

2RH064 

2RH090 

2RY420 

2SI020 

2SI512 

2SI522 

2EF044 

2SX314 

2SX190

Instrument Cable For 2U-0460A, 2L1-0502A, 2110931.,2P1-0515A, 2PI-0525A, 2PI-0535A, 2PI
0545A, 2TI-0413B, 2TI-0423B, 2TI-0433B, and 
2TI-0443B 
Control Cable For 21P02J, 2U-0460A, 2U
0460B, 211-0502, 2L1-0502A. 2P1-0456, 2PI
0515A, 2PI-0525A, 2PI-0535A, 2PI-0545A, 2Ti
0413B, 2TI-0423B, 2TI-0433B, 2TI-0443B, 2TI
RCOO5B, 2TI-RC006B, 2TI-RC007B, and 2TI
RCO08B 
Instrument Cable For 2PI-0545A 

Instrument Cable For 2L1-0460A, 2LI-0502A, 2U
0931, 2PI-0515A, 2PI-0525A, 2PI-0535A, 2PI
0545A, 2TI-0413B, 2TI-0423B, 2TI-0433B, and 
2TI-0443B 
Control Cable For 21P04J. 2U-0503, 2L1-0503A, 
2PI-0403A, 2PI-0458, 2PI-0516A, 2PI-0546A, 
and 2TI-0605 
Instrument Cable For 2PI-0546A 

Instrument Cable For 2L1-O503A, 211-0933, 2PI
0403A. 2PI-0516A, 2PI-0546A, and 2T1-0605 

Control Cable For 2AP06EU and 2RH01PB 

Control Cable For 2RH8701 B 

Control Cable For 2RH8701B and 2RH8702B 

Control Cable For 2RH87028 

Control Cable For 2RH8701 B and 2RH8702B 

Control Cable For 2RY456 

Control Cable For 2SI8801 B 

Control Cable For 2SI8811 B 

Control Cable For 2SI8811B 

Control Cable For 2CVO1 PB and 2SX01 PB 

Control Cable For 2SX01 PB-C 

Control Cable For 2SX1 47B

(Sheet 568)
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment in Zone Description 

Fire Zone Number: 5.5-2

2PI-0544B 

2RHO1PA 
2RH8701A 

2RH8702A 

2RY455A 
2SI8801A 
2SI8811IA 

2SX01PA 
2SX01PA-C 
2SX147A 
2TI-0413A

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

2SX173 

2TI-0413B 

2TI-0423B 

2TI-0433B

21P007 

2MSl10 
2MS111 
2EF029 
2RH030 
2RH089 
2RH054 
2RH089 
2RY418 
2S1017 
2S1513 
2SI521 
2EF031 
2SX313 
2SX177 
21P007 

2RC350 
2RY322

Control Cable For 21PO1J, 2L1-0459A, 2U
04598, 2U-0501, 2L--0501A, 2P1-0405, 2PI
0455A, 2PI-0455B, 2PI-0514A, 2PI-0514B, 2PI
0524A, 2PI-0524B, 2PI-0534A, 2PI-0534B, 2P1
0544A, 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI
0433A, 2TI-0443A, 2TI-RCOO5A, 2TI-RC006A 

Instrument Cable For 2PI-0544A and 2PI-0544B 

Instrument Cable For 2PI-0544B 

Control Cable For 2AP05EV and 2RHO1 PA 

Control Cable For 2RH8701A 

Control Cable For 2RH8701A and 2RH8702A 

Control Cable For 2RH8702A 

Control Cable For 2RH8701A and 2RH8702A 

Control Cable For 2RY455A 

Control Cable For 2SI8801A 

Control Cable For 2SI8811A 

Control Cable For 2SI881IA 

Control Cable For 2CV01 PA and 2SXO1PA 

Control Cable For 2SXO1PA-C 

Control Cable For 2SX147A 

Control Cable For 21P01J, 2LI-0459A, 21
0459B, 21I-0501, 2LI-0501A, 2PI-0405, 2PI
0455A, 2PI-0455B, 2PI-0514A, 2PI-0514B, 2P1
0524A, 2PI-0524B, 2PI-0534A, 2PI-0534B, 2PI
0544A, 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI
0433A, 2TI-0443A, 2TI-RCOO5A, 2TI-RC006A 

Instrument Cable For 2TI-0413A and 2TI-RC005A 

Instrument Cable For 2L1-0459A, 2LI-0501A, 2U
0930, 2PI-0405, 2PI-0514A, 2PI-0524A, 2PI
0534A, 2PI-0544A, 2TI-0413A, 2TI-0423A, 2TI
0433A, and 2T1-0443A

(Sheet 569)
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21P072 

21P023 

2RC372 

2RY323 

21P023 

2RC391 

2RY323 

21P023 

2RC396 

2RY323

Control Cable For 21P04J, 2AFO05E, 2AFO05F, 
2AF005G, 2AF005H, 2AF01 PB, 2MS0188B, 
2MS018C, 2AF01 PB-A, 2AFO1 PB-C, and 
2SX173 

Control Cable For 21P02J, 2L1-0460A, 2L1

0460B, 2L1-0502, 2L1-0502A, 2PI-0456, 2PI

0515A, 2PI-0525A, 2PI-0535A, 2PI-0545A, 2TI

041 3B, 2TI-0423B, 2TI-0433B, 211-0443B, 2TI

RC005B, 2TI-RC006B, 2TI-RC007B, and 2TI
RC008B 

Instrument Cable For 2TI-0413B and 2TI-RC005B 

Instrument Cable For 2L1-0460A, 211-0502A, 2LU

0931, 2PI-0515A, 2PI-0525A, 2PI-0535A, 2PI

0545A, 2TI-0413B, 2TI-0423B, 2TI-0433B, and 
2TI-0443B 

Control Cable For 21P02J, 2LI-0460A, 2L1

0460B, 2L1-0502, 2L1-0502A, 2PI-0456. 2P1
0515A, 2PI-0525A, 2PI-0535A, 2PI-0545A, 2T1

0413B, 2TI-0423B, 2TI-0433B, 2"r-0443B, 2TI

RC005B, 2TI-RC006B, 2TI-RC007B, and 2TI
RC008B 

Instrument Cable For 2TI-0423B and 2TI-RC006B 

Instrument Cable For 2LU-0460A, 2LI-0502A, 21

0931, 2PI-0515A, 2PI-0525A, 2PI-0535A, 2PI

0545A, 2TI-0413B, 2TI-0423B, 2TI-0433B, and 
2TI-0443B 

Control Cable For 21P02J, 2L1-0460A, 2L1

04601, 21--0502, 2L1-0502A, 2PI-0456, 2PI
0515A, 2PI-0525A, 2PI-0535A, 2PI-0545A, 2TI

04138, 2TI-0423B, 2TI-0433B, 2TI-0443B, 2TI

RC005B, 2TI-RC006B, 2TI-RC007B, and 2TI
RC008B 

Instrument Cable For 2TI-0433B and 2TI-RC007B 

Instrument Cable For 2L1-0460A, 2LI-0502A, 21

0931, 2PI-0515A, 2PI-0525A, 2PI-0535A, 2PI

0545A, 2TI-0413B, 2TI-0423B, 2TI-04338, and 
2TI-0443B



AMENDMENT 20 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.5-2

2TI-0423A

DMsion 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

2TI-0443B

2TI-0605

21P007 21P023Control Cable For 21PO1J, 211-0459A, 211
0459B, 2U-0501. 2LI-0501A, 2PI-0405, 2PI
0455A, 2PI-0455B, 2PI-0514A, 2PI-0514B, 2PI

0524A, 2PI-05245, 2PI-0534A, 2PI-0534B, 2PI
0544A, 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI

0433A. 2TI-0443A, 2TI-RC005A. 2TI-RC006A 

Instrument Cable For 2TI-0423A and 2TI-RCO06A 

Instrument Cable For 2L1-0459A, 2LI-0501A, 2L1

0930, 2PI-0405, 2PI-0514A, 2PI-0524A, 2PI
0534A, 2PI-0544A, 2TI-0413A, 2TI-0423A, 2"1

0433A, and 2TI-0443A 

Control Cable For 21PO1J, 2L1-0459A, 2U

0459B, 2U1-0501, 2U-0501A, 2PI-0405, 2PI
0455A, 2P1-0455B, 2PI-0514A, 2PI-0514B, 2PI

0524A. 2P1-0524B, 2PI-0534A, 2PI-0534B, 2P1

0544A, 2PI-0544B, 2TI-0413A. 2TI-0423A, 2T"
0433A. 2TI-0443A, 2TI-RC005A, 2TI-RCOO6A 

Instrument Cable For 2TI-0433A and 2TI-RC007A 

Instrument Cable For 2L1-0459A, 2U-0501 A, 2U

0930, 2PI-0405, 2PI-0514A, 2PI-0524A, 2PI

0534A, 2PI-0544A, 2TI-0413A, 2TI-0423A, 2TI

0433A, and 2TI-0443A 

Control Cable For 21P01J, 211-0459A, 2L1
0459B, 2L1-0501, 2LI-0501A, 2PI-0405, 2P1
0455A. 2PI-0455B, 2PI-0514A, 2PI-0514B, 2PI

0524A, 2PI-0524B, 2PI-0534A, 2PI-0534B, 2PI
0544A, 2PI-O544B, 2TI-0413A, 2TI-0423A, 2TI

0433A, 2TI-0443A, 2TI-RCO05A, 2TI-RC006A 

Instrument Cable For 2TI-0443A and 2TI-RC008A 

Instrument Cable For 211-0459A, 2LI-0501 A, 2L1

0930, 2P1-0405, 2PI-0514A, 2PI-0524A, 2PI
0534A, 2PI-0544A, 2TI-0413A, 2TI-0423A, 2TI
0433A, and 2TI-0443A 

Control Cable For 21P03J, 211-0461, 2L1-0504, 
2U-0504A, 2PI-0457, 2PI-0526A, 2PI-0536A.  
and 2TI-0604 

Instrument Cable For 2TI-0604

Control Cable For 21P02J, 2L1-0460A, 2104608, 2U-0502,2U1-0502A. 2PI-0456, 2PI
0515A, 2PI-0525A, 2PI-0535A, 2PI-0545A, 2"1
0413B, 2TI-0423B, 2TI-0433B, 2TI-0443B, 2TI
RC005B, 2TI-RC006B. 2TI-RC007B, and 2TI
RC008B 
Instrument Cable For 2TI-0443B and 2TI-RC008B 

Instrument Cable For 2L1-0460A, 21--0502A, 2U
0931,.2PI-0515A. 2PI-0525A, 2PI-0535A, 2PI
0545A. 2TI-0413B, 2TI-0423B, 2TI-0433B, and 
2TI-0443B 
Control Cable For 21P04J, 2L1-0503, 2L1-0503A, 
2PI-0403A, 2P1-0458, 2PI-0516A, 2PI-0546A, 
and 2TI-0605 
Instrument Cable For 2TI-0605 

Instrument Cable For 2L1-0503A, 21--0933, 2P1
0403A, 2P1-0516A, 2PI-0546A, and 2TI-0605 
Instrument Cable For 2TI-IT002 

Instrument Cable For 2TI-IT002 

Instrument Cable For 2TI-IT002 

Instrument Cable For 2TI-IT002 

Instrument Cable For 2TI-IT002 

Instrument Cable For 2TI-IT002 

Instrument Cable For 2TI-1T002 

Instrument Cable For 2TI-IT002 

Instrument Cable For 2TI-IT002 

Instrument Cable For 2TI-IT002 
Instrument Cable For 2TI-IT002 

Instrument Cable For 2TI-IT002 

Instrument Cable For 2TI-IT002 

Instrument Cable For 2TI-IT002 

Instrument Cable For 2TI-IT002 

Instrument Cable For 2TI-IT002 

Instrument Cable For 2TI-IT002

(Sheet 570)
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2TI-IT002

2TI-0433A

2TI-0443A

2TI-0604

2RC401 
2RY323 

21P047 

2RH147 

2SI466 

21T349 

21T350 

21T383 

21T384 

21T385 

21T386 

21T387 

21T388 

21T389 

21T390 

21T391 

21T392 

21T393 

21T394 

21T395 

21T396 

21T397

2RC355 
2RY322 

21P007

2RC360 
2RY322 

21P007

2RC365 
2RY322 

21P035 

2RH146
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DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Descdption 

Fire Zone Number. 5.5-2

2RY324 

21T275 
21T276 
21T277 
21T278 
21T279 
21T280 
21T281 
21T282 
21T283 
21T284 
21T285 
21T286 
21T287 
21T288 
21T289 
21T290 
21M291 
21T292 
21T293 
21T294 
21T295 

21T296 
21T297 
21T298 
21T299 
21T300 
21T301 
21T302 
21T303

Division 12122 
Affected Equipment Equipment 
Equipment In Zone Description

Instrument Cable For 2L1-0461, 2LI-0504A, 2L1
0932. 2PI-0526A, 2P1-0536A, and 2TI-0604 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-ITOO1 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-ITOO1 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-ITOO1 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2T1-IT001 

Instrument Cable For 2"T-ITOO1 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT00i 

Instrument Cable For 2"T-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2T1-ITO01

21T398 21T399 
21T400 
21T401 
21T402 
21T403 
21T404 
21T405 
21T406 
21T407 
21T408 
21T409 
21T410 
21T411 
21T412 
21T413 
21T414 
21T422 
21T426 
2RC669 
2RC670 

2TI-RCOO5B 21P023 

2MS037 

2RC372 
2RC496

(Sheet 571)

BYRON - FPR

2TI-IT001

Instrument Cable For 2TI-IT002 
Instrument Cable For 2TI-IT002 

Instrument Cable For 2TI-IT002 

Instrument Cable For 2TI-IT002 

Instrument Cable For 2TI-IT002 

Instrument Cable For 2T1-1T002 

Instrument Cable For 2TI-IT002 

Instrument Cable For 2TI-IT002 

Instrument Cable For 2TI-IT002 

Instrument Cable For 2TI-1T002 

Instrument Cable For 2TI-IT002 

Instrument Cable For 2TI-IT002 

Instrument Cable For 2TH-IT002 

Instrument Cable For 2TI-IT002 

Instrument Cable For 2"T-ITO02 

Instrument Cable For 2TI-IT002 

Instrument Cable For 2T1-1T002 

Instrument Cable For 2TI-IT002 

Instrument Cable For 2TI-IT002 

Control Cable For 2TI-IT002 

Instrument Cable For 2TI-IT002 

Control Cable For 21P02J, 2U-0460A. 2U
04608, 2L1-0502, 2L1-0502A, 2PI-0456, 2PI
0515A, 2PI-0525A, 2PI-0535A, 2PI-0545A, 2T1
041 3B, 2TI-0423B. 2TI-0433B, 2TI-0443B, 2TI
RC005B, 2TI-RCO06B. 2TI-RC007B, and 2TI
RC008B 
Instrument Cable For 2TI-RC005B, 2TI-RC006B, 
2TI-RC007B, and 2TI-RC008B 
Instrument Cable For 2TI-0413B and 2TI-RC005B 

Instrument Cable For 2PI-0456, 2TI-RCOO5B, 
2TI-RC006B, 2TI-RC007B, and 2TI-RC008B
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.5-2

21T304 
21T305 
21T306 
21T307 
21T345 
21T346 
21T421 
21T424 
2RC648 
2RC649 

2TI-RC005A 21P007 

2MS034 

2RC350 
2RC489 

2RC491 

2TI-RC006A 21P007 

2MS034 

2RC355 
2RC489

Instrument Cable For 2T"-IT001 
instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2T1-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Control Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Control Cable For 21P01J, 2L1-0459A, 2L1
0459B, 2U-0501, 211-0501A, 2P1-0405, 2P1
0455A, 2PI-0455B, 2PI-0514A. 2PI-0514B, 2PI
0524A, 2PI-0524B, 2PI-0534A, 2PI-0534B, 2PI
0544A, 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI
0433A, 2TI-0443A, 2TI-RCOO5A, 2TI-RC006A 

Instrument Cable For 2TI-RC005A, 2TI-RC006A, 
2TI-RC007A, and 2TI-RC008A 
Instrument Cable For 2TI-0413A and 2TI-RC005A 

Instrument Cable For 2PI-0455A, 2TI-RC005A, 
and 2TI-RC006A 
Instrument Cable For 2PI-0455A, 2TI-RC005A, 
2TI-RC006A. 2TI-RC007A, and 2TI-RC008A 

Control Cable For 21PO0J, 2U1-0459A, 21-1
0459B, 21--0501, 2LI-0501A. 2PI-0405, 2PI
0455A, 2PI-0455B, 2PI-0514A, 2PI-0514B, 2PI
0524A, 2PI-0524B, 2PI-0534A, 2PI-0534B, 2P1
0544A, 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI
0433A, 2TI-0443A, 2TI-RC005A, 2T1-RC006A 

Instrument Cable For 2TI-RC005A, 2TI-RC006A, 
2TI-RC007A, and 2TI-RC0O8A 
Instrument Cable For 2TI-0423A and 2TI-RCOO6A 

Instrument Cable For 2PI-0455A, 2TI-RC005A, 
and 2TI-RC006A

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

2Tl-RC006B 21P023 

2MS037 

2RC391 
2RC496 

2TI-RC007B 21P023 

2MS037 

2RC396 
2RC495 

2RC496 

2TI-RC008B 21P023 

2MS037 

2RC401 
2RC495 

2RC496

Control Cable For 21P02J, 2U-0460A, 2U0460B, 2L1-0502, 2U-0502A, 2P1-0456. 2PI
0515A, 2PI-0525A, 2PI-0535A, 2PI-0545A, 2TI
04136, 2TI-0423B. 2TI-0433B, 2TI-044A3B, 211
RC005B, 2TI-RC006B, 2TI-RC007B, and 2TI
RC008B 
Instrument Cable For 2TI-RCOO5B, 2TI-RC006B, 
2TI-RC007B, and 2TI-RC008B 
Instrument Cable For 2TI-0423B and 2TI-RC006B 

Instrument Cable For 2P1-0456, 2TI-RCO05B, 
2TI-RC006B, 2TI-RC007B, and 2TI-RC008B 

Control Cable For 21P02J, 2L1-0460A, 2L1
0460B, 2L1-0502, 21--0502A, 2P1-0456. 2PI
0515A, 2PI-0525A, 2PI-0535A, 2PI-0545A, 2TI
0413B, 2TI-0423B, 2TI-0433B, 2TI-0443B, 2TI
RC005B, 2TI-RC006B, 2TI-RC007B, and 2TI
RC008B 
Instrument Cable For 2TI-RC005B, 2TI-RC006B, 
2TI-RC007B, and 2TI-RCOO08B 
Instrument Cable For 2TI-0433B and 2TI-RC007B 

Instrument Cable For 2PI-0456, 2TI-RC007B, 
and 2TI-RC008B 
Instrument Cable For 2P1-0456, 2TI-RC005B, 
2TI-RCO06B, 2TI-RC007B, and 2TI-RC008B 
Control Cable For 21P02J, 211-0460A, 21
0460B, 2U-0502, 2L1-0502A, 2PI-0456, 2PI
0515A, 2PI-0525A, 2PI-0535A, 2PI-0545A, 2Ti
0413B, 2TI-0423B, 2TI-0433B, 2TI-0443B, 2TI
RC005B, 2TI-RC006B, 2TI-RC007B, and 2TI
RC008B 
Instrument Cable For 2TI-RC005B, 2TI-RC006B, 
2TI-RC007B, and 2TI-RC008B 
Instrument Cable For 2TI-0443B and 2TI-RC008B 

Instrument Cable For 2P1-0456, 2TI-RCO07B, 
and 2TI-RC008B 
Instrument Cable For 2P1-0456, 2TI-RC005B, 
2TI-RC006B, 2TI-RC007B, and 2TI-RCO08B

(Sheet 572)
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 5.5-2

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

2RC491 

2TI-RC007A 21P007 

2MS034 

2RC360 

2RC488 

2RC491 

2TI-RC007B 2RC500 

2TI-RCO08A 21P007 

2MS034 

2RC365 

2RC488 

2RC491 

2TI-RC008B 2RC500

2UL-AN012-A7 2AN084 

2AN091

Instrument Cable For 2P1-0455A, 2TI-RC005A, 
2TI-RC006A, 2TI-RC007A, and 2TI-RC008A 

Control Cable For 21POIJ, 2L1-0459A, 2L1
0459B, 2U-0501, 21--0501A, 2P-0405, 2PI
0455A, 2PI-04555, 2PI-0514A, 2PI-0514B, 2PI
0524A, 2PI-0524B, 2PI-0534A, 2PI-0534B, 2PI
0544A. 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI
0433A. 2TI-0443A, 2TI-RC005A, 2TI-RC006A 

Instrument Cable For 2TI-RC005A, 2TI-RC006A, 
2TI-RC007A. and 2TI-RC008A 

Instrument Cable For 2TI-0433A and 2TI-RC007A 

Instrument Cable For 2T1-RCOO07A and 2TI
RC008A 

Instrument Cable For 2PI-0455A, 2TI-RC005A, 
2TI-RC006A. 2TI-RC007A, and 2TI-RC008A 

Instrument Cable For 2TI-RC007B and 2TI
RC008B 

Control Cable For 21P01J, 2U-0459A, 21
0459B, 2L1-0501, 2LI-O501A, 2PI-0405, 2PI
0455A, 2P1-0455B, 2P1-0514A. 2P1-0514B, 2P1
0524A, 2PI-0524B, 2PI-0534A, 2PI-0534B, 2PI

0544A, 2PI-0544B. 2TI-0413A, 2TI-0423A, 2TI
0433A, 2TI-0443A, 2TI-RCO05A, 2TI-RC006A 

Instrument Cable For 2TI-RCOOSA, 2TI-RCO06A, 
2TI-RC007A, and 2TI-RCO08A 

Instrument Cable For 2T1-0443A and 2TI-RC008A 

Instrument Cable For 2TI-RCOO07A and 2TI

RCOO8A 
Instrument Cable For 2PI-O455A, 2TI-RCOO5A, 
2TI-RC006A, 2TI-RC007A, and 2TI-RC008A 

Instrument Cable For 2TI-RCOO07B and 2TI
RC008B 

Control Cable For 2UL-AN012-A7, 2UL-AN012
B7, and 2UL-AN012-C7 

Control Cable For 2UL-AN012-A7, 2UL-AN012
B7, and 2UL-AN012-C7

2UL-AN012-A7

2UL-AN012-87

2AN021 

2AN082 

2AN083 

2AN092 

2MS046 

2MS061 

2SI468 

2SI470 

2AN021 

2AN082 

2AN083 

2AN092 

2AN108 

21P025 

21P028 

21P049 

21P054 

2MS040 

2MS042 

2RC510 

2RC511 

2SI468

Control Cable For 2UL-AN012-A7, 2UL-AN012
B7, and 2UL-AN012-C7 

Control Cable For 2UL-AN012-A7, 2UL-AN012
B7. and 2UL-AN012-C7 

Control Cable For 2UL-ANO12-A7, 2UL-AN012
B7, and 2UL-AN012-C7 

Control Cable For 2UL-AN012-A7, 2UL-AN012
B7, and 2UL-AN012-C7 

Control Cable For 2UL-AN01 2-A7 and 2UL
AN012-C7 

Control Cable For 2UL-ANO12-A7 and 2UL
AN012-C7 

Instrument Cable For 21-1-0931, 2UL-AN012-A7, 
2UL-AN012-B7, and 2UL-AN012-C7 

Instrument Cable For 2L1-0933, 2UL-ANO1 2-A7, 
2UL-AN01 2-B7. and 2UL-AN012-C7 

Control Cable For 2UL-AN012-A7, 2UL-ANO12
B7, and 2UL-AN012-C7 
Control Cable For 2UL-AN012-A7, 2UL-ANO12
B7, and 2UL-AN012-C7 

Control Cable For 2UL-AN012-A7, 2UL-ANO12
B7, and 2UL-AN012-C7 

Control Cable For 2UL-AN012-A7, 2UL-AN012
B7. and 2UL-AN012-C7 

Control Cable For 2UL-ANO1 2-17 

Control Cable For 21P02J and 2UL-AN01 2-B7 

Control Cable For 21P02J and 2UL-ANO12-B7 

Control Cable For 21P04J and 2UL-AN012-B7 

Control Cable For 21P04J and 2UL-AN012-B7 

Control Cable For 2UL-AN012-B7 

Control Cable For 2UL-AN012-B7 

Control Cable For 2UL-AN01 2-67 

Control Cable For 2UL-ANO12-B7 

Instrument Cable For 2L1-0931, 2UL-AN012-A7, 
2UL-AN012-B7, and 2UL-AN012-C7
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 5.5-2

2UL-AN012-B7

2AN123 

2AN 125 

2AN148 

2AN150 

2MS035 

2MS053 

2SI467 

2SI469 

2AN084 

2AN091 

2AN123 

2AN125 

2AN147 

2AN148 

2AN166 

2EF001 

2EF002 

2EF003 

2EF006 
21P009 

21P015 

21P036

Control Cable For 2UL-AN012-A7. 2UL-AN012
B7, and 2UL-AN012-C7 

Control Cable For 2UL-AN012-A7, 2UL-AN012
B7, and 2UL-AN012-C7 

Control Cable For 2UL-ANO1 2-A7, 2UL-AN012
B7. and 2UL-AN012-C7 

Control Cable For 2UL-ANO12-A7 and 2UL
AN012-C7 

Control Cable For 2UL-AN012-A7 and 2UL
AN012-C7 

Control Cable For 2UL-AN012-A7 and 2UL
AN012-C7 

Instrument Cable For 2L1-0930, 2UL-AN01 2-A?, 

2UL-AN012-B7, and 2UL-AN012-C7 

Instrument Cable For 2LI-0932, 2UL-AN01 2-A7, 
2UL-AN012-B7, and 2UL-AN012-C7 

Control Cable For 2UL-AN012-A7, 2UL-AN012
B7. and 2UL-AN012-C7 

Control Cable For 2UL-AN012-A7, 2UL-AN012
B7. and 2UL-AN012-C7 

Control Cable For 2UL-AN012-A7, 2UL-AN012
B7. and 2UL-AN012-C7 

Control Cable For 2UL-AN012-A?, 2UL-AN012
B7, and 2UL-AN012-C7 

Control Cable For 2UL-AN012-B7 

Control Cable For 2UL-AN012-A7, 2UL-AN012
B7, and 2UL-AN012-C7 

Control Cable For 2UL-AN012-B7 

Instrument Cable For 2UL-AN012-B7 

Instrument Cable For 2UL-AN012-B7 

Instrument Cable For 2UL-ANO12-B7 

Instrument Cable For 2UL-AN012-B7 

Control Cable For 21P01J and 2UL-AN012-B7 

Control Cable For 21PO1J and 2UL-AN01 2-B7 

Control Cable For 21P03J and 2UL-AN012-B7

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

2UL-AN012-C7

2VPO1CB 
2VP01CD

2SI470 

2AN021 

2AN082 

2AN083 

2AN092 

2MS046 

2MS061 

2SI468 

2SI470 

2VP043 

2VP087

Instrument Cable For 2LU-0933, 2UL-ANO1 2-A7, 
2UL-AN012-B7, and 2UL-AN012-C7 

Control Cable For 2UL-AN012-A7, 2UL-AN012
B7, and 2UL-AN012-C7 
Control Cable For 2UL-AN012-A7, 2UL-AN012
B7, and 2UL-AN012-C7 
Control Cable For 2UL-AN012-A7, 2UL-AN012
B7, and 2UL-AN012-C7 
Control Cable For 2UL-AN012-A7, 2UL-AN012
B7, and 2UL-AN012-C7 
Control Cable For 2UL-ANO12-A7 and 2UL
AN012-C7 
Control Cable For 2UL-AN012-A7 and 2UL
AN012-C7 
Instrument Cable For 21-1-0931, 2UL-AN01 2-A7, 
2UL-AN012-B7. and 2UL-AN012-C7 
Instrument Cable For 2LI-0933, 2UL-ANO12-A7, 
2UL-ANO1 2-B7, and 2UL-AN012-C7 
Control Cable For 2VPO1CB 

Control Cable For 2VPO1CD
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 5.5-2

2UL-AN012-C7

2VPo1CC

21P040 
2MS029 
2MS032 
2MSOSO 
2MS052 
2SI467 

2SI469 

2AN084 

2AN091 

2AN123 

2AN125 

2AN148 

2AN150 

2MS035 

2MS053 

2SI467 

2SI469 

2VP065

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

Control Cable For 21P03J and 2UL-AN012-B7 
Control Cable For 2UL-AN012-B7 

Control Cable For 2UL-ANO12-B7 

Control Cable For 2UL-AN012-B7 

Control Cable For 2UL-AN012-B7 

Instrument Cable For 21.-0930, 2UL-AN012-A7.  
2UL-AN012-B7, and 2UL-AN012-C7 

Instrument Cable For 2L1-0932, 2UL-AN012-A7, 
2UL-AN012-B7, and 2UL-AN012-C7 
Control Cable For 2UL-AN012-A7, 2UL-AN012
B7, and 2UL-AN012-C7 
Control Cable For 2UL-AN012-A7, 2UL-AN012
B7, and 2UL-AN012-C7 
Control Cable For 2UL-AN012-A7, 2UL-AN012
B7, and 2UL-AN01 2-C7 

Control Cable For 2UL-AN012-A7, 2UL-AN012
B7, and 2UL-AN012-C7 

Control Cable For 2UL-AN012-A7, 2UL-AN012
B7, and 2UL-AN012-C7 
Control Cable For 2UL-AN012-A7 and 2UL
AN012-C7 
Control Cable For 2UL-AN012-A7 and 2UL
AN012-C7 
Control Cable For 2UL-AN012-A7 and 2UL
AN012-C7 

Instrument Cable For 2L1-0930, 2UL-AN01 2-A7, 
2UL-AN012-B7. and 2UL-AN012-C7 

Instrument Cable For 21--0932, 2UL-ANO1 2-A7, 
2UL-ANO12-B7, and 2UL-AN012-C7 
Control Cable For 2VPO1CC
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TABLE 2.4-4 (Cont'd)

Divislon 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

DMsIon 12122 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 5.6-1 

Unit 0 (Common) Components 

00001E-A 1DC037 Power Cable For 0CC01 E-A, OVA01 CA, NONE 

OVA02CA, IAF01PA, 1AP05EA, 1APO5EE, 
IAPO5EF, 1AP05EG, 1AP05EK, 1AP05ER, 
IAP05EU, 1CC01PA, ICV01PA, IRH01PA, 
1SX01 PA, 0CC01 P, 0VA474Y, 1AF01PA-A, 
1AP07EK, 1AP1OE. IAP99E, IDGO0KA, 
ISXO1PA-C, 1SX101A, 1VA01CA, 1VA01CD, 
IVA 

1DC038 Power Cable For 0CC01 E-A, OVAOICA, 
0VA02CA, lAF01PA, 1AP05EA. 1AP05EE, 
1APOSEF, 1AP05EG, 1APO5EK. 1APOSER, 
I1AP05EU, 1CC01 PA, ICVO1PA, IRH01 PA, 
1SXO1 PA, OCCOIP, 0VA474Y, AF01lPA-A, 
1AP07EK, 1AP1OE, 1AP99E. IDGO0KA, 
ISXO1PA-C, ISX101A. 1VA01CA, 1VA01CD, 
IVA 

OCC01P 1DC037 Power Cable For 0CC01 E-A, OVA01CA, 
OVA02CA, 1AFO1PA, 1AP05EA, 1AP05EE, 
1APOSEF, IAPO5EG, 1AP05EK, IAP05ER, 
1AP05EU, ICC01PA, ICVO1PA, 1RHO1PA, 
1ISX01 PA, 0CC01 P, 0VA474Y, IAFO01PA-A, 
1AP07EK, 1AP1OE, IAP99E, 1DGOIKA, 
1SX01PA-C, 1SX101A, IVA01CA, 1VA01CD, 
IVA 

1DC038 Power Cable For 0CC01 E-A, OVA01 CA, 
OVA02CA, 1AF01PA, 1AP05EA, IAP05EE, 
1APO5EF, IAP05EG, IAP05EK, 1APO5ER, 
1APO5EU, 0CC01 PA, ICVO1PA, IRH01PA, 
1SX01 PA, 0CC01P, 0VA474Y, 1AFO01PA-A.  
1APO7EK, 1APIOE, IAP99E. iDGOIKA, 
1SX01PA-C, 1SX101A, 1VA01CA, 1VA01CD, 
IVA 

OSX02PA 1DC183 Control Cable For OSX02PA, 1AF005A, 
IAF005B, 1AF005C, 1AF005D, 1MS001A
DIV11, 1MS001B-DIV11, 1MSOO1C-DIV 11, and 
1MS001D-DIVi1 

OSX162A 1SX157 Control Cable For OSX162A

(Sheet 576)



BYRON AMENDMENTý 

DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.6-1 

1SX345 Control Cable For OSX162A 

OSX163A ISX149 Control Cable For OSX163A 

OSX163B ISX153 Control Cable For OSXI63B 

OVAO1CA 1DC037 Power Cable For OCCOIE-A, OVAO1 CA, 
OVA02CA, lAFO1PA, IAP05EA, lAP05EE.  
1AP05EF, 1AP05EG, 1AP05EK, 1AP05ER, 
1AP05EU, ICCO1PA, 1CVO1PA, IRHO1PA, 
1SXOIPA, 0CC01 P. 0VA474Y, 1AF01lPA-A, 
1AP07EK, 1AP10E, 1AP99E, IDGO0KA, 
ISX01PA-C, 1SX101A, 1VA01CA, IVA01CD, 
IVA 

1D0038 Power Cable For OCCO0 E-A, OVA01 CA, 
OVA02CA, lAF01 PA, 1AP05EA, 1AP05EE, 
1AP05EF, IAP05EG, 1AP05EK, IAP05ER, 
1AP05EU, 1CC01PA, ICVO1PA, 1RHO1PA, 
1SX01 PA. 00001P, 0VA474Y, 1AFO01PA-A, 
1APO7EK, 1AP10E. 1AP99E, IDGO0KA, 
1SX01PA-C. 1SX101A, 1VAO1CA, 1VA01CD, 
IVA 

0VA02CA 10D037 Power Cable For OCCO1E-A, OVAO1CA, 
OVA02CA, 1AF01PA, 1AP05EA, 1AP05EE, 
1APO5EF, IAP05EG, 1AP05EK, IAP05ER, 
1AP05EU, 1CC01 PA, ICVO1PA, 1 RHO1PA, 
1SX01 PA, 00001P, 0VA474Y, 1AFO01PA-A, 
IAP07EK, IAP1OE, 1AP99E, IDGO0KA, 
ISXO1PA-C, 1SXIO1A, 1VAO1CA, 1VAO1CD.  
IVA 

1D0038 Power Cable For 0CC01 E-A, OVAO1 CA, 
OVA02CA. lAF01PA, IAP05EA, IAP05EE, 
1AP05EF, lAP05EG, 1AP05EK, 1AP05ER, 
1AP05EU, lGCCOPA, lCVOIPA, IRHO0PA, 
1SXO1 PA, OCCOI0P, 0VA474Y, IAF01PA-A, 
IAP07EK, IAP1OE, 1AP99E, 1DGO0KA, 
1SX01PA-C, 1SX101A, 1VAO1CA, 1VAO1CD, 
IVA

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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TABLE 2.4-4 (Cont d)

Divrslon 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number. 5.6-1 

OVA474Y ID0037 

lDC038

OVCO1CA

OV002CA

IDC057

lDC239 

1vco19 

1=CI15 

1IDC057

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Power Cable For OCCOI E-A, OVAOI CA, 
OVAO2CA. lAFOlPA, 1APO5EA, IAP05EE, 
IAP05EF. 1AP05EG. IAP05EK. IAPO5ER, 
1 AP05EU, I CC0l PA. 1 CVO1 PA, I RHOl PA.  
I SXO1 PA, OCCOI P, 0VA474Y. I AFOI PA-A, 
I AP07EK 1IAPiQOE, I1AP99E, I DG01 KA.  
ISXO1PA-C, 1SX1O1A. 1VAOICA, 1VA01CD, 
IVA 
Power Cable For OCCOl E-A, OVAOI CA, 
OVA02CA, lAFOIPA. 1AP05EA. IAPO5EE.  
1APO5EF, 1AP05EG, 1APO5EK, IAPO5ER, 
1APO5EU. CCcOIPA. 1CVO1PA, iRHOIPA.  
I SX01 PA. OCC01 P. 0VA474Y, lAFOl PA-A.  
1AP07EK, 1AP1OE, IAP9GE. IDGOIKA, 
ISXO1PA-C, 1SX101A. 1VAO1CA, IVAOICD, 
IVA 
Power Cable For OVC01CA, 1APIOE, 1VDOICA, 
IVP01CA, 1VP01CC, OVCO2CA, OVC033Y, 
OVCO94Y, 0V0095Y, OVC133Y, IAP21E, 
I1AP22E, I AP25E, I1AP26E, I AP3OE, and 
lDC03E 
Power Cable For OVC01 CA, 1 AP1 OE, 1iVDO ICA.  
1VPOICA. 1VPOICC, OVC02CA, OVC033Y, 
OVC094Y, OVC095Y, OVC133Y, I1AP21E, 
IAP22E, IAP25E, 1AP26E, 1AP30E, and 
I DC03E 
Control Cable For OVCO1 CA, OVC281 Y, 
OVC02CA, OVC033Y, OVC043Y, OVC094Y, 
OVC095Y, OVC133Y. OVC17Y, and OVC19Y 

Control Cable For OVC01 CA, OVC02CA, 
OVCO33Y, 0VC043Y, OVC094Y, OVC095Y, 
OVCI33Y. OVC17Y. OVC1BV. OVC19Y. OVC2OY.  
and OVC281 Y 
Power Cable For OVCO1 CA. I1APl OE, 1 VDOI CA, 
1VPO1CA, IVPO1CC, OVC02CA, OVtZO33Y, 
OVC094Y, OVC095Y, OVC1 33Y. 1IAP21 E, 
lAP22E, 1AP25E, 1AP26E, lAP3OE, and 
lDC03E
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 

Equipment In Zone Description 

Fire Zone Number: 5.6-1 

1DC239 Power Cable For OVCOICA, 1AP1OE, 1VDO1CA, 

1VPO1CA, 1VPO1CC, OVC02CA, OVC033Y, 
OVC094Y, oVCo95Y, OVC133Y, IAP21E, 
1AP22E, 1AP25E, 1AP26E, 1AP3OE, and 
1DC03E 

1VCO016 Control Cable For OVC281Y. OVC02CA, 
OVCO33Y, OVC043Y. OVC17Y, and OVC19Y 

1VCO19 Control Cable For OVC01 CA, OVC281Y, 
0VC02CA, OVC033Y, OVCO43Y. OVCO94Y.  
OVCo95Y, OVC133Y, OVC17Y, and OVC19Y 

1VC029 Control Cable For OVC281Y and OVC02CA 

1VC115 Control Cable For OVC01CA, OVC02CA, 
OVC033Y, OVC043Y, OVC094Y, OVCO95Y, 
OVC133Y, OVC17Y, OVC1 8Y, OVC19Y, OVC2OY, 
and OVC281Y 

OVC033Y 1DC057 Power Cable For OVCO1CA, 1AP1OE. 1VDOiCA, 
1VPO1CA, 1VPO1CC, OVC02CA, OVC033Y, 
OVCo94Y, OVC095Y, OVC133Y, 1AP21 E, 

1AP22E, 1AP25E, 1AP26E, 1AP30E, and 
1DC03E 

1DC239 Power Cable For OVC01CA, IAP1OE, 1VD01CA, 
1VPO1CA, 1VPO1CC, OVCO2CA, OVC033Y, 
0VC094Y, OVC095Y, OVC133Y, 1AP21E.  

1AP22E, 1AP25E, 1AP26E, 1AP3OE, and 
1DC03E 

1VCO016 Control Cable For OVC281Y, OVC02CA, 
OVCO33Y, OVC043Y, OVC17Y, and OVC19Y 

1VCO19 Control Cable For OVC01 CA, OVC281Y, 
OVC02CA, OVC033Y, OVC043Y, OVCO94Y, 
OVC095Y, OVC133Y, OVC17Y, and OVC19Y 

1VC030 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVCO43Y. OVC17Y. OVC1BY, and OVC1 9Y 

1VC115 Control Cable For OVC01CA, OVC02CA, 
OVCO33Y, OVC043Y, OVC094Y, OVC095Y.  

OVC133Y, OVC17Y, OVC18Y, OVC19Y, OVC20Y, 
and OVC281Y 

1VC157 Control Cable For OVC033Y and OVC281Y

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 5.6-1 

1VC490 

1VC491

0VC043Y

OVC094Y

1VC571 
1PR065 
IPRO66 
1PR313 

1PR314 
1VC016 

1VC019 

1VC030 

1VC115 

1VC159 
IVC490 

1VC491 

1VC573 

1VC577 

1 DC057

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Control Cable For OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, and OVC19Y 
Control Cable For OVC281Y, OVC033Y.  
OVC043Y, OVC17Y, and OVC19Y 
Control Cable For 0VC033Y and OVC281Y 

Power Cable For OVC281Y and OVC043Y 

Power Cable For 0VC281 Y and OVC043Y 

Power Cable For OVC20Y, OVC281Y, OVC043Y, 
OVC18Y, and OVC19Y 
Power Cable For OVC281Y and OVC043Y 

Control Cable For OVC281Y. OVC02CA, 
oVC033Y, OVC043Y, OVC17Y, and OVC19Y 
Control Cable For OVC01 CA, OVC281Y, 
OVC02CA, OVC033Y, OVC043Y, OVC094Y, 
oVCo95Y, OVC133Y. OVC17Y, and OVC19Y 
Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y. OVC18Y, and OVC19Y 

Control Cable For OVCO1 CA. OVC02CA, 
OVC033Y, OVC043Y, OVC094Y, OVC095Y, 
OVC133Y, OVC17Y, OVC18Y, OVC19Y, OVC20Y, 
and OVC281Y 
Control Cable For OVC043Y 

Control Cable For OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, and OVC19Y 
Control Cable For OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, and OVC19Y 
Control Cable For OVC043Y 

Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVCo43Y, and OVC18Y 
Power Cable ForOVCO1CA, 1AP10E. 1VD01CA, 
1VPO1CA, 1VPO1 CC, OVGO2CA, OVC033Y.  
OVC094Y, OVC095Y, OVCI33Y. 1AP21 E, 
1AP22E, 1AP25E, IAP26E, 1AP30E, and 
1DC03E

(Sheet 580)

BYRON-FPR



BYRON FPRAMENDMENTýVý 

BYRON-FPR DECEMBER 2002 

TABLE 2A-4 (Cont'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.6-1 

1DC239 Power Cable For OVC01CA, 1APIOE, 1VDO1CA, 
1VP01 CA, 1VPO1 CC, OVC02CA, OVC033Y, 
OVC094Y. OVC095Y. OVC133Y, 1AP21E.  
1AP22E, 1AP25E. 1AP26E, 1AP30E, and 
IDC03E 

IVC019 Control Cable For OVC01CA, OVC281Y.  
OVC02CA, OVC033Y, OVC043Y, OVC094Y, 
OVC095Y, OVC133Y. OVC17Y, and OVC19Y 

1VC115 Control Cable For OVC01CA, OVC02CA, 
OVC033Y, OVC043Y, OVC094Y, OVC095Y, 
OVC133Y, OVC17Y, OVC18Y, OVC19Y, OVC20Y, 
and OVC281Y 

OVC095Y 1DC057 Power Cable For OVC01CA, 1AP10E, 1VDO1CA, 
1VPO1CA, 1VP01CC, OVC02CA, OVC033Y, 
OVC094Y, OVC095Y, OVC133Y, 1AP21E, 
1AP22E, 1AP25E. 1AP26E, 1AP30E, and 
1DC03E 

1DC239 Power Cable For OVCO1CA, IAPIOE, IVD01CA, 
IVP01CA, IVP01CC, OVC02CA, OVC033Y, 
OVC094Y, OVC095Y, OVC133Y, 1AP21E, 
1AP22E, 1AP25E, 1AP26E, 1AP30E, and 
1DC03E 

IVC019 Control Cable For OVCO1CA, OVC281Y, 
OVC02CA, OVC033Y, OVC043Y, OVC094Y, 
OVC095Y, OVC133Y, OVC17Y, and OVC19Y 

1VC115 Control Cable For OVC01CA, OVC02CA, 
OVC033Y. OVC043Y, OVC094Y, OVC095Y, 
OVC133Y, OVC17Y, OVC18Y, OVC19Y, OVC20Y, 
and OVC281Y 

OVC133Y 1DC057 Power Cable For OVC01CA, lAP10E, IVDO1CA.  
1VP01CA. 1VPO1CC, OVCO2CA, OVC033Y, 
OVCO94Y, OVC095Y, OVC133Y, 1AP21E, 
1AP22E, 1AP25E, 1AP26E, 1AP30E, and 
1DC03E 

1DC239 Power Cable For OVC01CA, 1API0E, 1VDO1CA, 
1VPO1CA, 1VP01CC, OVC02CA. OVC033Y, 
OVC094Y, OVC095Y, OVC133Y, 1AP21E, 
1AP22E, 1AP25E, 1AP26E, 1AP30E, and 
1DC03E

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.6-1 

1VCO19 Control Cable For OVC01 CA, OVC281Y, 
OVC02CA, oVCo33Y. OVC043Y. OVC094Y, 
OVC095Y, OVC133Y, OVC17Y, and OVC19Y 

1VC115 Control Cable For OVC01CA, OVC02CA, 
oVCo33Y, oVC043Y. OVC094Y, OVC095Y.  
OVC133Y, OVC17Y, OVC18Y, OVC19Y, OVC20Y, 
and OVC281Y 

OVC17Y 1VC016 Control Cable For OVC281Y, OVC02CA, 
OVCo33Y, 0VC043Y, OVC17Y. and OVC19Y 

1VCO19 Control Cable For OVC01CA, 0VC281Y, 
OVCO2CA. OVC033Y, OVCO43Y, OVC094Y, 
OVC095Y, OVC133Y, OVC17Y, and OVC19Y 

1VC030 Control Cable For OVC20Y. OVC281Y. OVC033Y, 
oVC043Y, OVC17Y, OVC18Y, and OVC19Y 

IVC115 Control Cable For OVC01CA, OVC02CA.  
OVC033Y. OVC043Y, OVC094Y, OVC095Y, 
OVC133Y, OVC17Y, OVC18Y. OVC19Y, OVC2OY, 
and OVC281Y 

1VC158 Control Cable For OVC17Y, OVC18SY, OVC19Y.  
and OVC20Y 

1VC490 Control Cable For OVC281Y, OVC033Y, 
0VC043Y, 0VC17Y, and OVC19Y 

1VC491 Control Cable For OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, and OVC19Y 

1VC572 Control Cable For OVC17Y. OVC18Y, OVC19Y, 
and OVC20Y 

OVC18Y 1PR313 Power Cable For OVC20Y, OVC281Y, OVC043Y, 
OVC1 8Y, and OVC19Y 

1VC030 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y. OVC18Y. and OVC19Y 

1VC115 Control Cable For OVC01CA, OVC02CA, 
OVC033Y, OVC043Y, OVC094Y, OVC095Y.  
OVC133Y, OVC17Y, OVC18Y, OVC19Y, OVC20Y, 
and OVC281Y 

IVC158 Control Cable For OVC17Y, OVC18Y. OVC19Y, 
and OVC20Y

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.6-1 

1VC572 Control Cable For OVC17Y, OVC18Y, OVC19Y, 
and OVC20Y 

1VC577 Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC18Y 

OVC19Y 1 PR313 Power Cable For OVC20Y, OVC281Y, OVC043Y, 
OVC18Y, and OVC19Y 

1VC016 Control Cable For OVC281Y, OVCO2CA, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

1VCO19 Control Cable For OVCO1CA, OVC281Y.  
OVC02CA. OVC033Y, OVC043Y, OVC094Y.  
OVC095Y, OVC133Y, OVCI"7Y, and OVC1g9Y 

1VC030 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

1VC115 Control Cable For OVCO1CA, OVC02CA, 
OVC033Y, OVC043Y. OVC094Y, OVC095Y, 
OVC133Y. OVC17Y, OVC18Y. OVC19Y, OVC2OY, 
and OVC281Y 

1VC158 Control Cable For OVC17Y, OVC18Y, OVC19Y, 
and OVC20Y 

1VC490 Control Cable For OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, and OVC19Y 

1VC491 Control Cable For OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, and OVC19Y 

1VC572 Control Cable For OVC17Y, OVC1 8Y, OVC1 9Y.  
and OVC20Y 

1VC577 Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC18Y 

OVC20Y 1 PR313 Power Cable For OVC20Y. OVC281Y, OVC043Y, 
OVC18Y, and OVC19Y 

1VC030 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

IVC115 Control Cable For OVCO1CA, OVC02CA, 
OVC033Y, OVC043Y, OVC094Y, OVC095Y, 
OVC133Y, OVC17Y, OVC18Y, OVC19Y, OVC20Y.  
and OVC281Y 

1VC158 Control Cable For OVC17Y, OVC18Y, OVC19Y, 
and OVC20Y

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 5.6-1 

1VC572 Control Cable For OVC17Y, OVC18Y, OVC19Y, 
and OVC20Y 

1VC577 Control Cable For OVC19Y, OVC20Y, OVC281Y, 
0VC043Y, and OVC1BY 

OVC281Y IPR065 Power Cable For OVC281Y and OVC043Y 

I1PR066 Power Cable For 0VC281Y and OVC043Y 

1PR313 Power Cable For OVC20Y, OVC281Y, OVC043Y, 
OVC18Y. and OVC19Y 

1PR314 Power Cable For OVC281Y and OVC043Y 

1VC016 Control Cable For OVC281Y, 0VC02CA, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

1VC019 Control Cable For OVCO1CA, OVC281Y, 
OVC02CA, 0VCO33Y, 0VCO43Y, OVC094Y, 
OVC095Y, OVCI33Y. OVC17Y, and OVC19Y 

1VC029 Control Cable For OVC281Y and OVC02CA 

1VC030 Control Cable For OVC2OY, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

IVC115 Control Cable For OVCO1CA, OVCO2CA, 
OVC033Y. OVC043Y, OVC094Y, OVC095Y.  
OVC133Y, OVC17Y, OVC18Y, OVC19Y, OVC20Y, 
and OVC281Y 

1VC157 Control Cable For OVC033Y and OVC281Y 

1VC490 Control Cable For OVC281Y. OVC033Y, 
OVC043Y, OVC17Y. and OVC19Y 

1VC491 Control Cable For OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, and OVC19Y 

1VC571 Control Cable For OVC033Y and 0VC281 Y 

1VC577 Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC18Y 

Unit 1 Components 

1DCO0E Division11 125V Battery 111 NONE 

1DC03E Division 11 Battery Charger 111 

1DC05E Division 11 125Vdc Distribution Center 111
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.6-1 

1DC10J Division 11 125Vdc Fuse Panel 

11PO1E Division 11 Instrument Bus 111 Transformer 

lIP03E Division 11 Instrument Bus 113 Transformer 

IlP05E Division 11 Instrument Bus 111 Inverter 

1IP07E Division 11 Instrument Bus 113 Inverter 

IVE05Y Division 12 MEER Fire Damper 

1VE07Y Division 11 MEER Fire Damper 

1VE12Y Division 11 MEER Fire Damper 

1AF005A 1DC183 Control Cable For OSX02PA, 1AF005A, 
1AFOO5B, IAF005C, 1AF005D, 1MS001A
DIV1. 1MSOO1B-DIV11. 1MS001C-DIV11, and 
1MSOOID-DIVII1 

1AF005B 1DC183 Control Cable For OSX02PA, 1AF005A, 
1AF005B, 1AF005C. 1AF005D, 1MSOO1A
DIV11, 1MSOO1B-DIV11, 1MSOOIC-DIV11 *and 

1MSOO1D-DIVI1 
1AF005C 1DC183 Control Cable For OSX02PA, 1AF005A, 

1AF005B, 1AF005C, 1AFOO5D, 1MSOO1A
DIV1I. 1 MSOO1B-DIV1I, 1MS001C-DIV11, and 
1MSOO1D-DIV11 

IAF005D IDC183 Control Cable For OSX02PA, I AF005A, 
IAF005B, 1AF005C, 1AF005D, IMS001A
DIVI 1, 1 MSOO1B-DIVI I, 1MSOO1C-DIVI , and 
1MSOO1D-DIV11 

1AF006A 1AF058 Control Cable For IAF006A 

IAF017A 1AF097 Control Cable For 1AF017A 

IAF01PA 1AF013 Control Cable For 1AFO1PA-A and IAF01PA 

1AF064 Control Cable For 1AFOIPA-A and 1AF01PA 

1AF293 Control Cable For 1 AFO01PA

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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TABLE 2.4-4 (Cont 'd)

DMsIon 11/21

Affected Equipment 
Equipment In Zone 

Fire Zone Number. 5.6-1 

I DC037 

1DC038

1AFO01PA-A

1EF026 
1AF013 
1AF064 
1DC037

1D0038

1AP05EA 1AP180

Equipment 
Description 

Power Cable For 0CC01 E-A, OVA01CA, 
OVA02CA, lAFO0PA, 1AP05EA, 1AP05EE, 
1APO5EF, 1AP05EG, 1AP05EK. 1AP05ER, 
1AP05EU, 1CC01PA, 1CV01PA, IRHO1PA.  
1SXO1PA, OCCOIP, 0VA474Y, 1AF01 PA-A, 

1AP07EK, 1AP10E, 1AP99E, IDGOIKA, 
1SXOIPA-C, 1SX101A, 1VAO1CA, 1VAO1CD, 
IVA 
Power Cable For OCCO01E-A, OVA01CA, 
OVA02CA, lAFO1PA, IAP05EA, 1AP05EE, 
IAP05EF, 1AP05EG, 1AP05EK, 1AP05ER, 
1AP05EU, 0CC01 PA, lCV01PA, 1 RHO01PA, 
1SX01 PA, 0CC01P, 0VA474Y, 1AF01PA-A.  
1APO7EK, 1AP10E, 1AP99E, IDGO0KA, 
1SX01PA-C, 1SX101A, 1VA01CA, 1VA01CD, 
IVA 
Control Cable For 1AFOIPA 

Control Cable For 1AFO01PA-A and 1AF01PA 

Control Cable For 1AF01PA-A and 1AFOI PA 

Power Cable For OCCOIE-A, OVAO1 CA, 
OVA02CA, 1AFO1PA, 1AP05EA, IAP05EE, 
1AP05EF, IAP05EG, IAP05EK, 1AP05ER, 
1APO5EU, ICCO1PA, 1CV01PA, IRHO1PA, 
1SXO1PA, 0CC01 P, 0VA474Y, 1AF01PA-A, 
1AP07EK, 1AP10E, 1AP99E, 1DG01KA, 
ISX01PA-C, 1SX101A, 1VA01CA, 1VA01CD, 
IVA 

Power Cable For 0CC01 E-A, OVAO1 CA, 
OVA02CA, IAFOIPA, 1AP05EA, 1AP05EE, 
1AP05EF, 1AP05EG, 1AP05EK, 1AP05ER, 
1AP05EU, iCCO0PA, 1CV01PA, IRHOIPA, 
1SXO1PA, OCCOIP, 0VA474Y, IAF01PA-A, 
1AP07EK, 1AP1OE, 1AP99E, 1DG01KA, 
ISXO1PA-C, 1SX1O1A, IVA01CA, 1VA01CD, 
IVA 
Control Cable For 1APO5EA

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description
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TABLE 2.4-4 (Cont 'd)

DMsion 11121 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 5.6-1 

1DC037 Power Cable For OCCO1lE-A, OVA01 CA, 
OVA02CA, 1AFO0PA, IAP05EA, 1AP05EE, 
1AP05EF, 1AP05EG, 1APO5EK, 1AP05ER, 
1AP05EU, 1CCO1PA, 1CVOIPA, IRHO01PA, 
1ISX01 PA, OCCO1 P, 0VA474Y, 1AFO01PA-A, 
IAP07EK, IAP10E, IAP99E, 1 DG01lKA, 
1SX01PA-C, 1SX101A, 1VAO1CA, 1VA01CD, 
IVA 

1DC038 Power Cable For OCCO1E-A, OVAO1 CA, 
OVA02CA, 1AF01PA, 1AP05EA, IAP05EE, 
1AP05EF, 1AP05EG, 1AP05EK, 1AP05ER, 
1AP05EU, 1CCO1PA, 1CVO1PA, 1FRHO1PA, 
1SXO1 PA, OCCO1 P, 0VA474Y, 1AF01PA-A, 
1AP07EK, 1AP1OE, 1AP99E, 1DGO0KA, 
ISXO1PA-C, ISX101A, 1VA01CA, IVAO1CD, 
IVA 

IAPO5EC 1S1004 Control Cable For 1AP05EC 

1SI005 Control Cable For 1AP05EC 

1APO5EE IAP311 Control Cable For 1AP05EE 

1AP661 Control Cable For IAP05EE 
1DC037 Power Cable For OCCO1E-A, OVA01CA, 

OVA02CA, lAFO1PA, 1AP05EA, 1AP05EE, 
1AP05EF, 1AP05EG, 1AP05EK, 1AP05ER, 
1AP05EU, ICC01PA, 1CVOIPA, IRHOlPA, 
1SXO1 PA, OCCO1P, 0VA474Y, IAF01PA-A, 
1AP07EK, 1AP1OE, 1AP99E, IDG01KA, 
1SXOIPA-C, 1SX101A, 1VAO1CA, 1VA01CD, 
IVA 

1DC038 Power Cable For OCCO1E-A, OVAO1CA, 
OVA02CA, lAFO0PA, 1AP05EA, 1APO5EE, 
IAP05EF, IAP05EG, 1AP05EK, 1AP05ER, 
1APO5EU, 1 CCO1PA, 1CVO1 PA, IRHO1PA, 
1SXO1 PA, OCCO1P, 0VA474Y, 1AF01lPA-A, 
1AP07EK, 1AP10E, 1AP99E, 1DGO0KA, 
ISXO1PA-C, ISX101A, 1VA01CA, 1VA01CD, 
IVA

Division 12122 
Affected Equipment Equipment 
Equipment In Zone Description
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 6.6-1 

1AP05EF 1DC037 Power Cable For OCCOI E-A, OVAO1CA, 
OVA02CA, lAFO0PA, 1AP05EA. 1APO5EE, 
IAP05EF, 1AP05EG, 1AP05EK, 1AP05ER, 
1APO5EU, 1CCOIPA. ICVO1PA, IRHO0 PA, 
1SX01 PA, OCC01P, 0VA474Y, 1AF01 PA-A, 
1AP07EK, IAP1OE, IAP99E, IDGO0KA, 
1SX01PA-C, 1SX101A, 1VAO1CA, 1VA01CD, 
IVA 

1DC038 Power Cable For OCCOl1E-A, OVA01 CA, 
OVA02CA, 1AF01PA, 1AP05EA, 1AP05EE, 
1APO5EF. IAPO5EG, 1AP05EK, IAP05ER, 
1APO5EU, ICCOI1PA, 1CV01 PA. 1RHO1PA, 
1SX01 PA, OCCO0 P, 0VA474Y, 1AF01PA-A, 
1AP07EK, 1AP1OE, 1AP99E, IDG01KA, 
ISXO1PA-C, 1SX101A. IVA01CA, 1VAO1CD, 
IVA 

IDG005 Control Cable For 1APO5EF 

1DG152 Control Cable For 1AP05EF 

1DG228 Control Cable For 1AP05EF 

1AP05EG 1AP056 Control Cable For IAP05EG 

1AP634 Control Cable For IAP05EG 

1DC037 Power Cable For OCCOIE-A, OVA01CA, 
OVA02CA, IAFOIPA, 1AP05EA, 1AP05EE, 
1AP05EF, 1AP05EG, IAPOSEK, 1APO5ER, 
IAP05EU, ICC01lPA. ICV01 PA,1iRHO01PA, 
1SXO1 PA. 00001P, 0VA474Y, 1AFO01PA-A, 
1APO7EK, 1AP1OE, 1AP99E, IDGO0KA, 
1SXO1PA-C, 1SX1O1A, 1VAO1CA, 1VA01CD.  
IVA 

I1DC038 Power Cable For OCCO01E-A, OVAOICA, 
OVA02CA, 1AFO1PA, 1APO5EA, 1AP05EE, 
1AP05EF, IAP05EG, 1APO5EK, 1APO5ER, 
1APO5EU, iCC01PA, 1CVO1PA, IRHO1PA, 
ISX01 PA, OCCO1P, 0VA474Y, IAF01PA-A, 
1AP07EK, 1AP10E, 1AP99E, IDGO0KA, 
1SX01PA-C, 1SX101A, 1VAO1CA, IVAO1CD, 
IVA 

1AP05EJ 1CS002 Control Cable For 1AP05EJ

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description
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Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 5.6-1 

ICS004 Control Cable For 1APO5EJ 
1EF086 Control Cable For 1AP05EJ 

1AP05EK 1DC037 Power Cable For OCCO0 E-A, OVAO1 CA, 
OVA02CA, 1AF01 PA, 1AP05EA, 1AP05EE, 
1APO5EF, 1AP05EG, 1AP05EK, 1APO5ER, 
1AP05EU, 1CC01PA, 1CVO1PA, IRHOIPA, 
1SX01 PA, OCCO1 P, 0VA474Y, 1AF01 PA-A, 
1AP07EK, 1AP10E, 1AP99E, IDGO0KA, 
1SXOIPA-C, 1SX101A, 1VAOICA, 1VAO1CD, 
IVA 

1DC038 Power Cable For OCCO01E-A, OVA01 CA, 
OVA02CA, 1AFO1PA, 1AP05EA, IAPO5EE, 
1AP05EF, 1APO5EG, 1AP05EK, 1AP05ER, 
1AP05EU, ICCO01PA, 1CVO1 PA. IRH101PA, 
1SX01PA, OCCO1 P, 0VA474Y, 1AF01 PA-A, 
1AP07EK, IAP1OE, 1AP99E, 1DGO0KA, 
ISX01PA-C. 1SX101A, IVAO1CA. 1VAOICD, 
IVA 

1WO024 Control Cable For IAPO5EK 
1AP05ER 1AP049 Control Cable For 1AP05ER 

1DC037 Power Cable For OCCOIE-A, OVAO1 CA.  
OVA02CArIAFO1PA, 1AP05EA, 1AP05EE, 
1APO5EF, 1APO5EG, IAPO5EK, 1AP05ER, 
1AP05EU. lCCO1 PA, 1CV01 PA. 1RHI01PA, 
1SXOIPA, OCCOIP, 0VA474Y, 1AF01PA-A, 
1AP07EK, 1AP1OE, 1AP99E, 1DGO0KA, 
1SXO1PA-C, 1SX101A, 1VA01CA, 1VAOICD, 
IVA 

1DC038 Power Cable For OCCO01E-A, OVAO1 CA, 
OVA02CA, lAF01PA, 1AP05EA, 1APO5EE, 
1AP05EF. lAP05EG, 1AP05EK, IAP05ER, 
IAP05EU, ICCO1 PA, 1CV01 PA, IRHO01PA, 
1SX01 PA, OCC01P., 0VA474Y, IAFO01PA-A, 
IAP07EK, 1AP1OE, 1AP99E, IDG01KA, 
1SXO1PA-C, 1SX101A, IVA0ICA. 1VAO1CD, 
IVA 

1DG211 Control Cable For IAP05ER

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 5.6-1 

IAP05EU IDC037 Power Cable For OCCO1 E-A, OVA01 CA, 
OVA02CA, 1AFO0PA, 1AP05EA, 1APO5EE, 
1AP05EF, 1AP05EG, 1AP05EK, 1AP05ER, 
IAP05EU, 1CCO1PA, 1CVO1PA, IRHO0PA, 
1SX01 PA, OCC01P. 0VA474Y, 1AFO0 PA-A, 
1AP07EK, 1AP10E, 1AP99E, IDGO0KA, 
1SX01PA-C, 1SX101A, IVA01CA, IVA01CD, 
IVA 

1DC038 Power Cable For OCCOIE-A, OVAO1CA, 
OVA02CA, 1AF01PA, IAP05EA, 1AP05EE, 
1AP05EF, IAPO5EG, 1AP05EK, 1AP05ER, 
1APO5EU, ICCO1PA, 1CVO1PPA, 1RHOt PA, 
1SX01PA, OCCO1 P, 0VA474Y. 1AFO1PA-A, 
IAP07EK, 1AP1OE, 1AP99E, IDGOIKA, 
ISXO1PA-C, 1SX101A, 1VA01CA, 1VAO1CD, 
IVA 

IAP07EK 1DC037 Power Cable For OCCO1 E-A, OVAO1CA, 
OVA02CA, 1AF01PA, 1AP05EA, 1AP05EE, 
IAPOSEF, IAPOSEG, IAPOSEK, 1AP05ER, 
1APO5EU, 1CCO0PA, ICV01PA, IRHOlPA, 
1SX01PA, OCCO0 P. 0VA474Y, 1AF01PA-A, 
1AP07EK, 1AP1OE, 1AP99E, IDGO0KA, 
ISXO1PA-C. 1SX101A, IVAO1CA. 1VAO1CD, 
IVA 

1DC038 Power Cable For OCCO0 E-A, OVA0I1CA.  
OVA02CA, 1AFO1PA, 1APO5EA, 1AP05EE, 
1AP05EF, 1AP05EG, 1AP05EK, 1AP05ER, 
1APO5EU, ICCO1PA, 1CV01PA, IRHO1PA, 
1SX01PA, OCCOIP, 0VA474Y, lAF01PA-A, 
1AP07EK, 1AP1OE, 1AP99E, 1DGOIKA, 
1SXO1PA-C, 1SX101A, IVA0ICA, 1VA01CD, 
IVA 

1AP07EL 1AP098 Control Cable For 1AP07EL 

1DC053 Power Cable For IAP07EL and 1AP14E 
1DC054 Power Cable For IAP07EL and 1AP14E

Division 12/22 

Affected Equipment Equipment 
Equipment In Zone Description
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Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 5.6-1 

1AP10E 1DC037 Power Cable For OCCO1 E-A, OVAO1CA, 
OVA02CA, 1AF01PA, 1AP05EA, 1AP05EE, 
1APO5EF, 1APOSEG, 1AP05EK, IAPM5ER, 
1AP05EU, ICCO0PA, 1CVO0PA, 1RHO1PA, 
1SXO1PA, OCCOIP, 0VA474Y, 1AF01PA-A, 
1AP07EK, 1AP1OE, 1AP99E, IDG01KA, 
1SX01PA-C, 1SXI01A, 1VA01CA, 1VAO1CD, 
1VA 

1DC038 Power Cable For 0CC01 E-A, OVAOICA.  
OVA02CA, 1AF01PA, 1AP05EA, 1APO5EE, 
1APO5EF. 1APO5EG, 1AP05EK, 1APO5ER, 
1AP05EU, I1CC01oPA, 1CVO1 PA, -1RHO01PA, 
1SXO1PA, OCCO1 P, 0VA474Y, 1AFO1PA-A, 
IAP07EK, I1AP1OE, 1AP99E. I DG01KA, 
1SXO1PA-C, 1SX101A, 1VA01CA, 1VAO1CD, 
1VA 

1DC057 Power Cable For OVCO1CA, 1APIOE, 1VD01CA, 
1VP01CA, 1VPO10CC, OV002CA, 0VC033Y, 
0VC094Y, OVC095Y, OVC133Y, 1AP21 E, 
1AP22E, 1AP25E, 1AP26E, 1AP30E, and 
1DC03E 

1DC239 Power Cable For OVC01CA, 1AP1OE, 1VD01CA, 
1VPOICA, 1VP01CC, OVC02CA, OVC033Y, 
OVG094Y, OVC095Y, OVC133Y, 1AP21 E, 
1AP22E, 1AP25E, 1AP26E, 1AP30E. and 
1DC03E 

IAP14E 1DC053 Power Cable For 1AP07EL and 1AP14E 

IDC054 Power Cable For IAP07EL and 1AP14E 

1DC226 Power Cable For 1AP14E, 1AP38E, and 1AP42E 

1DC228 Power Cable For 1AP14E, IAP38E, and 1AP42E 

IAP21E 1DC057 Power Cable For OVCO0CA, 1AP10E, 1VDO1CA, 
1VP01CA, 1VPOICC, OVC02CA, OVC033Y, 
0VC094Y, OVC095Y. OVC133Y, 1AP21E, 
1AP22E, 1AP25E, 1AP26E, 1AP30E. and 
1DC03E

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.6-I 

1DC239 Power Cable For OVCO1CA, 1AP10E, 1VD01CA, 
1VPO1CA. 1VP01CC, OVC02CA, OVC033Y, 
OVCO94Y.OVCO95Y. OVC133Y. 1AP21 E, 
1AP22E, 1AP25E, 1AP26E, 1AP30E, and 
1DC03E 

1AP22E 1DC057 Power Cable For OVC01CA, 1AP1OE. 1VD01CA.  
1VPO1CA, IVP01CC, OVC02CA, OVC033Y, 
OVC094Y, 0VC095Y, OVC133Y. IAP21 E.  
1AP22E. IAP25E. 1AP26E. 1AP30E, and 
1DCO3E 

1DC239 Power Cable For OVC01CA, IAPI1E, 1VDO1CA.  
IVPOICA, 1VPO1CC, OVC02CA, OVC033Y, 
0VC094Y, 0VC095Y, OVC133Y. 1AP21E, 
1AP22E. 1AP25E, 1AP26E, 1AP30E, and 
1 DC03E 

IAP25E 1DC057 Power Cable For OVCO1CA, 1AP1OE, 1VD01CA.  
1VPO1 CA. 1VPO1 CC. OVC02CA. 0VC033Y, 
OVC094Y. 0VC095Y. OVC133Y, 1AP21E, 
1AP22E. 1AP25E, 1AP26E, 1AP30E, and 
1 DC03E 

1DC239 Power Cable For OVCO1CA, 1AP1OE, 1VD01CA.  
1VPO1CA, 1VP01CC. OVC02CA, OVC033Y, 
0VC094Y, OVC095Y. OVC133Y. 1AP21E, 
1AP22E. 1AP25E. 1AP26E. 1AP30E, and 
1 DC03E 

IAP26E 1DC057 Power Cable For OVCO1CA, 1AP1OE, 1VDOICA.  
1VP01CA, 1VPO1CC. OVC02CA. OVC033Y, 
OVC094Y, OVC095Y, OVC133Y. 1AP21E.  
1AP22E, 1AP25E, 1AP26E, 1AP30E, and 
1DC03E 

1DC239 Power Cable For OVC01CA, 1AP1OE. 1VD01CA.  
1VPOICA, 1VPO1CC, OVC02CA, OVC033Y, 
OVC094Y, OVC095Y, OVC133Y, 1AP21E.  
1AP22E. 1AP25E. 1AP26E, 1AP30E, and 
IDC03E

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

(Sheet 592)



BYRON - FPR AMENDMENT 20 

DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.6-1 

1AP30E 1DC057 Power Cable ForOVCO01CA, 1AP1OE, 1VD01CA, 
1VPO1CA, 1VPO1 CC, OVC02CA, OVC033Y, 
OVCO94Y, OVC095Y, OVC133Y, 1AP21E.  
1AP22E, 1AP25E, 1AP26E, IAP30E, and 
IDC03E 

1DC239 Power Cable For OVCO1CA, 1AP10E, 1VD01CA, 
IVP01CA, 1VPOICC, OVCO2CA, OVC033Y, 
OVC094Y, OVC095Y. OVC133Y, 1AP21E, 
1AP22E, 1AP25E, 1AP26E, 1AP30E, and 
1DC03E 

1AP38E 1DC226 Power Cable For 1API4E, 1AP38E, and 1AP42E 

1DC228 Power Cable For 1AP14E, 1AP38E, and 1AP42E 

IAP42E 1DC226 Power Cable For 1AP14E, IAP38E, and 1AP42E 

1DC228 Power Cable For 1API4E, 1AP38E, and 1AP42E 

IAP93E 1DC242 Control Cable For 1AP99E and 1AP93E 

1DC244 Control Cable For 1AP99E and 1AP93E 

1AP99E 1DC037 Power Cable For OCCO1E-A, OVA01CA, 
OVA02CA, lAFOlPA, 1AP05EA, 1AP05EE, 
1AP05EF, 1AP05EG, 1AP05EK, 1AP05ER, 
IAP05EU, 1CC01 PA, 1CVO1PA, 1RHO1PA, 
1ISX01 PA, OCCO1 P, 0VA474Y, 1AF01PA-A, 
IAP07EK, 1AP10E, 1AP99E, 1DGO0KA, 
1SX01PA-C, 1SX101A. 1VAO1CA, 1VAO1CD, 
IVA 

1DC038 Power Cable For OCC01E-A, OVA01CA, 
OVA02CA. lAFO1PA, IAPO5EA, 1AP05EE, 
1AP05EF. 1AP05EG, 1AP05EK, 1AP05ER, 
1AP05EU, ICCO1lPA, 1CV01PA, 1 RH01PA, 
1SXO1 PA, OCC01P., 0VA474Y, IAFO01PA-A, 
1AP07EK, 1AP10E, 1AP99E, 1DG01KA, 
1SXOIPA-C, 1SX101A. lVA01CA, 1VA01CD, 
IVA 

1DC242 Control Cable For 1AP99E and 1AP93E 

I1DC244 Control Cable For IAP99E and 1AP93E

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.6-1 

iCCO1PA 1 DC037 Power Cable For OCCO0 E-A, OVA01 CA, 
OVA02CA, lAFO1PA, 1AP05EA, 1AP05EE, 
1APO5EF, 1APO5EG, 1AP05EK, 1APOSER.  
1APO5EU, ICCO1 PA, 1CVOIPA, IRI-H01PA, 
I1SX01 PA, OCCOIP, 0VA474Y, IAF01PA-A, 
¶AP07EK, IAP1OE, 1AP99E, IDGOIKA, 
ISXO1PA-C, 1SX1OIA, IVAO1CA, IVAO1CD.  
IVA 

1DC038 Power Cable For OCCO01E-A, OVA01 CA, 
OVA02CA, 1AFO1PA, IAP05EA. 1AP05EE, 
1APO5EF, 1AP05EG, 1APO5EK, 1APO5ER, 
1APO5EU. 1COCIPA, 1CVOIPA, IRH 01PA, 
1SX01 PA, OCCO0IP, 0VA474Y, 1AFO01PA-A, 
1AP07EK, IAP10E, IAP99E, IDGOIKA, 
1SXO1PA-C, 1SXIO1A, 1VAO1CA, 1VA01CD, 
IVA 

1CC9415 1CC067 Control Cable For 1CO9415 
1CC9473A 1CC127 Control Cable For 1CC9473A 

ICV01 PA 1DC037 Power Cable For OCCO01E-A, OVA01 CA, 
OVA02CA, 1AF01PA, 1APO5EA, IAPO5EE, 
1AP05EF. 1AP05EG, lAPOSEK, 1APOSER, 
1AP05EU, 1CCO1PA, 1CV01 PA, 1RHO1PA, 
1SXO1 PA, OCCOI0P, 0VA474Y. IAF01PA-A, 
1AP07EK, IAP10E, 1AP99E, 1DGOIKA, 
1SXO1PA-C, 1SX101A, 1VAO1CA, 1VA01CD, 
IVA 

1DC038 Power Cable For OCCO0 E-A, OVA01CA, 
OVA02CA, IAFO1PA, 1AP05EA, IAP05EE, 
IAPO5EF, lAP05EG, lAP05EK, 1APO5ER, 
IAPO5EU, ICCO1PA, 1CV01PA. IRHO1PA.  
1SX01 PA, OCCO1 P, 0VA474Y, IAF01PA-A, 
1AP07EK, 1AP10E, 1AP99E, IDGOIKA, 
ISXO1PA-C, ISX101A, 1VA01CA, 1VAO1CD, 
IVA 

1DCO1E 1DC002 Power Cable For 1DCO01E 

IDC03E IDC005 Power Cable For I1DC03E 
1DC006 Power Cable For I1DC03E 

1DC021 Power Cable For 1DC03E

Division 12t22 
Affected Equipment Equipment 
Equipment In Zone Description
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Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Description

I Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number 5.6-1 

1DC057 Power Cable For OVC01 CA, 1AP10E, IVDO0CA, 
1VPO1CA, 1VP01CC, OVC02CA, OVC033Y, 
OVC094Y, 0VC095Y, OVC133Y, 1AP21E, 
IAP22E, 1AP25E, 1AP26E, IAP30E, and 
1 DCO3E 

1DC193 Power Cable For 1IDC03E 
1DC194 Power Cable For 1DC03E 
1DC239 Power Cable For OVCO1CA, 1AP1OE, IVDO1CA, 

1VP01CA, 1VP01CC, OVC02CA, 0VC033Y, 
OVC094Y, OVC095Y, OVC133Y, IAP21 E, 
1AP22E, 1AP25E, 1AP26E, 1AP30E, and 
lDC03E 

1DC05E 1DC001 Power Cable For IDC05E 
IDC003 Power Cable For 1 DC05E 

1DC1OJ 1DC095 Control Cable For 1DC1OJ 
lDG01KA 1DC037 Power Cable For OCCO1 E-A, OVAOICA, 

OVA02CA, 1AFO1PA, 1AP05EA, 1AP05EE, 
1AP05EF. 1AP05EG, 1AP05EK, IAP05ER, 
1AP05EU, lCCO0PA, 1CVO1PA, IRH0IPA, 
ISXO1 PA, OCCOIP, 0VA474Y, 1AFO01PA-A, 
1AP07EK, IAP1OE, 1AP99E, IDGO0KA, 
1SX01PA-C, 1SX101A, IVA01CA, 1VAO1CD, 
IVA 

1DC038 Power Cable For OCC01E-A, OVAO1CA.  
OVA02CA, 1AF01PA, IAP05EA, 1AP05EE, 
1AP05EF, IAPOSEG, 1APO5EK, 1AP05ER, 
1AP05EU, ICCOl1PA, ICVOIPA, IRHO01PA, 
ISXO1PA, OCCOIP, 0VA474Y, 1AFO1PA-A, 
1AP07EK, 1AP1OE, 1AP99E, IDGO0KA, 
ISX01PA-C, 1SX1OA, 1VA01CA, 1VAO1CD, 
IVA 

1DG157 Control Cable For lDG01KA 
1DG174 Control Cable For IDGO1KA 
1DG175 Control Cable For 1DGO1KA 

1lPO1E 11POO4 Power Cable ForIlPO1E 

IlPo0J 1EF037 Control Cable For1lIP01J 
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Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.6-1

1IPO3E 

IlP03J 

11IPOSE 

IlP07E 

IMS001A-DIV11 

IMSOO1B-DIV11 

IMSOO1C-DWi11 

1MSOOID-DIV1I 

IRHOlPA

11P005 
11P006 
11P032 

11P033 

11P034 

11P002 

1 IP058 

11P030 

11P060 

1DC183 

IDC183 

1DC183 

1DC183 

1DC037

Division 12122 
Affected Equipment Equipment 
Equipment In Zone Description

Power Cable For 1IP01J 
Power Cable For I1P01J 
Power Cable For IlP03E 
Power Cable For IIP03J 
Power Cable For 1IP03J 
Power Cable For IIPO5E 
Power Cable For IIPO5E 
Power Cable For 1 IP07E 
Power Cable For IlP07E 
Control Cable For OSX02PA, 1AF005A, 
IAF005B, 1AFO05C, IAF005D, 1MS001A
DlV11, 1MSOO1B-DIV11, 1MSOO1C-DIV11, and 
1MS001D-DIV1I 
Control Cable For OSX02PA, 1AF005A, 
1AF005B, 1AFOO5C, IAF005D, 1MSOO1A
DV11,I 1MSOOIB-DIV11, IMS001C-DlV11, and 
1MSOO1D-DIV11 
Control Cable For OSX02PA, 1AF005A, 
1AFOO5B, 1AF005C, 1AF005D, 1MSOO1A
DIV11, 1MSOO1B-DIV1.1 1MSOOIC-DIV11, and 
1MSOO1D-DIV11 
Control Cable For OSX02PA, 1AF005A, 
1AFOO5B, IAF005C, IAF005D, IMSOO1A
DIVI1, 1MS001B-DIV11, 1MS001C-DIV11, and 
1MSOO1D-DIV11 
Power Cable For OCC01E-A, OVA01iCA, 
OVA02CA, 1AF01PA, 1AP05EA, 1APO5EE, 
1AP05EF, 1AP05EG, 1APO5EK, 1AP05ER, 
1APO5EU, 1CCOIPA. 1CVOIPA, IRHO01PA, 
1SX01 PA, 0CC01P, 0VA474Y, 1AFO0 PA-A, 
1APO7EK, IAP1OE. 1AP99E, IDGO0KA, 
1SXO1PA-C, 1SXIO1A, IVAO1CA, IVAO1CD, 
IVA
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TABLE 2.4-4 (Cont 'd)

Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 5.6-1 

1DC038 Power Cable For OCCO0 E-A, OVAO1 CA, 
OVA02CA, 1AF01PA, 1AP05EA, 1AP05EE, 
1APO5EF, 1AP05EG, 1APO5EK, 1AP05ER, 
1AP05EU, 1C001 PA, 1CVO01PA, IRH 01PA, 
1SXO1 PA, OCCOI0P, 0VA474Y, 1AF01PA-A, 
1AP07EK, 1AP1OE, 1AP99E, IDGO0KA, 
1SX01PA-C, ISX101A, IVAO1CA, IVA01CD, 
IVA 

1RHOO3 Control Cable For 1RHO1PA 

1RHO91 Control Cable For IRHO1PA 

1RH8701A 1RHO31 Control Cable For 1RH8701A 

1RH8702A 1RH054 Control Cable For 1RH8702A 
1RH055 Control Cable For I RH8702A 

1RY455A 1DC100 Control Cable For IRY455A 
IRY8000A 1RY394 Control Cable For 1RYBOOOA 
1SX01PA 1DC037 Power Cable For OCCO0 E-A, OVAO1 CA, 

OVA02CA, 1AF01 PA, 1AP05EA, 1AP05EE, 
1AP05EF, 1APO5EG, lAP05EK, 1AP05ER, 
1AP05EU, 1CCO1PA, ICV01PA, 1RHO01PA, 
1SX01 PA, 00001 P. 0VA474Y, 1AF01PA-A, 
1AP07EK, 1AP10E, IAP99E, IDGOIKA, 
ISX01PA-C, 1SX101A, 1VA01CA, 1VAO1CD, 
IVA 

1DC038 Power Cable For OCCO1 E-A, OVAO1 CA, 
OVA02CA, 1AFO1PA, 1AP05EA, IAP05EE, 
1AP05EF, 1AP05EG, 1AP05EK, 1AP05ER, 
1AP05EU, ICCO0PA, lCVOIPA, 1RHOlPA, 
1SXO1 PA, OCCO1iP, 0VA474Y, 1AFO01PA-A, 
1AP07EK, 1AP1OE, 1AP99E, 1 DG01 KA, 
1SX01PA-C, 1SX101A, 1VA01CA, 1VA01CD, 
IVA

Division 12/22 

Affected Equipment Equipment 
Equipment In Zone Description
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Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number~ 5.6-1

1SX01 PA-C 1lDC037

1IDC038

ISX101A 1IDC037

1IDC038

IUL-AN012-A7 IAN084

1 UL-AN01 2-87 IAN084

1 UL-AN0l 2-C7 IAN084

Division 12122 
Affected Equipment Equipment 
Equipment In Zone Description

Power Cable For OCCOIlE-A OVAOI CA, 
OVAO2CA, lAFOl PA, 1APO5EA, 1APO5EE, 
1APO5EF, 1AP05EG, IAPO5EK, 1AP05ER, 
IAPO5EU, iCC0lPA,1CVO1 PA, AHOl PA, 
I SX01 PA, OCC01 P, 0VA474Y, IlAF01 PA-A, 
1AP07EK. 1AP1OE, 1AP99E, iDGOlKA, 
1SXO1PA-C, 1SX1O1A, 1VAO1CA, 1VA01CD, 
IVA 
Power Cable For OCCOl E-A OVA01 CA, 
OVAO2CA, lAFOl PA, IAPO5EA, lAPOSEE, 
IAP0SEF. IAPO5EG, IAP05EK, IAP05ER, 
IAPOSEU, CC~O1PA, ICVO1PA, IRHOIPA, 
1SXO1 PA, 0C~O1P, 0VA474Y, lAFOI PA-A, 
1AP07EK, IAP1OE, 1AP99E, IDGOlKA, 
1SXO1PA-C, 1SXIO1A, IVAOICA, 1VAO1CD, 
IVA 
Power Cable For OCC01 E-A, OVA01 CA, 
OVAO2CA, 1lAF01lPA, 1 AP05EA 1lAPOSEE, 
1APO5EF, IAP05EG, IAP05EK, 1APO5ER, 
1AP05EU,lIGG01PA, 1CVO1 PA, IRHOl PA, 
ISX01 PA, OGOOIP, 0VA474Y, lAFOl PA-A, 
1APO7EK, IAP1OE, 1AP99E, IDGOIKA, 
1SX01 PA-C, 1SX1O1A, 1VAO1CA, 1VA01CD, 
IVA 
Power Cable For OCCOl E-A, OVA01 CA.  
OVAO2CA, IAFOIPA, IAP05EA, 1APO5EE, 
1AP05EF, lAPOSEG, lAPOSEK, 1AP05ER, 
1 AP05EU, I CCOl PA.,I1CVO1 PA, 1IRHOl PA, 
1 SX01 PA, OCCOl P, OVA474Y, 1lAFO I PA-A, 
IAPO7EK, IAPIOE, IAP99E, IDGOlKA, 
1SX01PA-C, 1SX1O1A, 1VAO1CA, 1VA01CD, 
IVA 
Control Cable For I1UL-ANO1 2-A7, 1 UL-ANOI 2
B7, an I UL-AN012-C7 
Control Cable For 1UL-ANO12-A7, 1UL-ANOI2
67, and 1UL-AN012-C7 
Control Cable For I1UL-ANO1 2-A7, 1 UL-ANO1 2
B7, and 1UL-AN012-C7
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Division 11121 
Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.6-1 

1VA01CA 1DC037 Power Cable For OCCO1 E-A, OVA0I CA, 
OVA02CA, lAFO0PA, 1AP05EA, 1AP05EE, 
1AP05EF, IAP05EG, 1AP05EK, 1APOSER, 
1AP05EU, ICC01PA, 1CVOIPA, 1RHO01PA, 
1 SX01PA, OCCO1 P, 0VA474Y, IAFOI PA-A, 
1AP07EK, 1AP10E, 1AP99E, 1DG01KA, 
1SXO1PA-C, ISX101A, 1VA01CA, 1VA01CD, 
IVA 

IDC038 Power Cable For OCCO01E-A, OVAO1 CA, 
OVA02CA, 1AFO1PA, IAP05EA, 1AP05EE, 
1APO5EF, 1AP05EG, 1APO5EK, 1AP05ER, 
1AP05EU, ICCO1PA, 1CV01PA, 1RHOlPA, 
ISXO1PA, OCC01 P, 0VA474Y. IAF01PA-A, 
IAP07EK, 1AP10E, 1AP99E, IDG01KA, 
1SXO1PA-C, 1SXIO1A, 1VA01CA, 1VAO1CD, 
IVA 

1VA01CD 1 DC037 Power Cable For OCCO1 E-A, OVAO1CA, 
OVA02CA, 1AF01PA, IAP05EA, 1APO5EE, 
1AP05EF, 1APO5EG, 1AP05EK, 1AP05ER, 
IAP05EU, ICCO1PA, 1CV01PA, IRHOlPA, 
1SXO1PA, OCCO0 P, 0VA474Y, 1AF01PA-A, 
1AP07EK, IAP1OE, 1AP99E, IDGO0KA, 
ISX01PA-C, 1SX101A, 1VAOICA, 1VA01CD, 
IVA 

lDC038 Power Cable For OCCO01E-A, OVAOICA, 
OVA02CA, 1AF01PA, 1AP05EA, lAP05EE, 
1AP05EF, 1AP05EG, 1AP05EK, 1AP05ER, 
1AP05EU, ICCOIPA, 1CV01 PA, IRH 01PA, 
1SX01 PA, OCCO1 P, 0VA474Y, 1AF01lPA-A, 
1AP07EK, 1AP1OE, 1AP99E. I DG01lKA, 
1SXO1PA-C, 1SX101A, 1VA01CA, 1VAOICD, 
IVA

Division 12122 

Affected Equipment Equipment 
Equipment In Zone Description
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Division 11/2 
Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.6-1 

IVA02CA 1IDC037 Power Cable For OCCOI E-A, OVA01 CA, 
OVAO2CA, lAFOl PA, 1APOSEA, IAPO5EE, 
1APO5EF, IAP0SEG, 1AP05EK, 1AP05ER, 
1 APO5EU, 1 GGOl PA, 1 CVO1 PA, I RHOI PA, 
1 SXO1 PA, OCCOi P. 0VA474Y, IAF01 PA-A, 
1AP07EK, 1AP1OE, 1AP99E, iDG0lKA, 
1SXOIPA-C, 1SX1O1A, IVAOICA, 1VAO1CD, 
IVA 

IDC038 Power Cable For OCCO1 E-A, OVAOI CA, 
OVAO2CA, lAFOl PA, 1APO5EA, IAPO5EE, 
IAP05EF, 1APO5EG, 1AP05EK, 1APO5ER, 
1APO5EU, ICCOlPA, 1CVO1PA, IRHOlPA, 
I SXO1 PA, OCCOl P, 0VA474Y, lAFOl PA-A, 
IAPO7EK, lAPIOE, 1AP99E, IDGOlKA, 
ISXOIPA-C, 1SX1O1A, IVAO1CA, IVAO1CD, 
IVA 

IVA02CB 1DO037 Power Cable For OCCOl E-A, OVAO1 CA, 
OVAO2CA, lAF0l PA, 1AP05EA, 1AP05EE, 
1AP05EF, IAPO5EG, lAPOSEK, lAPOSER, 
I APO5EU, 1ICCOI PA, I CVO1 PA, I RHI-1PA.  
I SXO1 PA, OCCOl P. 0VA474Y, 1lAF01 PA-A, 
1APO7EK, 1APIOE, 1AP99E, IDG0lKA, 
1SXO1 PA-C, 1SX1O1A, IVA0iCA, 1VAO1CD, 
IVA 

1 DC038 Power Cable For OCCOl E-A, OVAOI CA, 
OVAO2CA, lAF0l PA, 1APO5EA, 1AP05EE, 
1APO5EF, lAPOSEG, 1APO5EK, 1APO5ER, 
1 APO5EU, 1 CCOI PA, I CV01 PA, 1IRHOl PA, 
ISX01 PA, OCCOl P, 0VA474Y, 1AFOl PA-A, 
I APO7EK, I API OE, I1AP99E, 1 DG01 KA, 
1SXO1PA-C, 1SX1O1A, 1VAO1CA, 1VAO1CD, 
IVA

Divsion 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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Divsion 11/21 
Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 5.6-1 

1VA06CA IDC037 Power Cable For OCCOI E-A, OVAOI CA, 
OVAO2CA, IAFOl PA, IAPO5EA, 1APO5EE, 
lAPOSEF, 1APO5EG, lAPOSEK, 1AP05ER, 
1 APO5EU, I COOl PA, 1lOVOIPA, I RHOl PA, 
1 SX01 PA, OCCOI P. 0VA474Y, 1AFOl PA-A.  
IAP07EK, 1AP1OE, IAP99E, iDGOlKA, 
1SXO1 PA-C, 1SX1O1A, 1VAO1 CA, 1VAO1CO, 
IVA 

1lDC038 Power Cabie For OCCOl E-A. OVA01 CA, 
OVAO2CA, lAFOl PA, 1AP05EA, 1APOSEE, 
1APO5EF, 1APOSEG, 1APO5EK, IAP05ER, 
I1APO5EU, I COIlPA. I CYOI PA, I RHOl PA, 
I1SX01 PA, OCCOI P. 0VA474Y, 1IAF01 PA-A.  
1APO7EK, 1AP1OE, IAP99E, IDGOlKA, 
1SXOI PA-C, 1SXIO1A, 1VAO1CA, 1VAO1CID, 
IVA 

IVA06CB IDC037 Power Cable For OCCOO1E-A, OVA01 CA, 
OVAO2CA, lAF0lPA, 1APO5EA, 1APO5EE, 
IAPO5EF, 1APO5EG, 1AP05EK, 1APO5ER, 
1APO5EU, iCC0l PA. 1CVO1PA, IRHOl PA, 
1 SXOI PA, OCOOI P. 0VA474Y, lAFOl PA-A, 
I1AP07EK, I AP10OE, I1AP99E, 1iDGOl KA, 
1SXO1PA-C, 1SX10IA, 1VA01CA, iVAoiCD, 
IVA 

IDC038 Power Cable For OCCO1E-A, OVA01CA, 
OVA02CA, IAFOIPA, 1AP05EA, IAPOSEE, 
1APO5EF. 1APO5EG, 1APO5EK, 1APO5ER, 
I1APO5EU, 1iCCOl PA, 1 CV01 PA, I RHOl PA, 
1SXOI PA, OCCOl P, 0VA474Y, lAFOl PA-A, 
1APO7EK, 1AP1OE, IWO9E. IDGOlKA, 
ISXO1PA-C, ISX1O1A, 1VA01CA, 1VAO1CD, 
IVA 

1VD01CA lDC057 Power Cable For OVCO1CA, 1APIOE, 1VDO1CA, 
1VPO1CA, IVPO1CC, OVCO2CA. OVC033Y, 
OVCO94Y, 0VC095V, OVCI 33Y.,1IAP21IE, 
1 AP22E, I1AP25E, I1AP26E, 1 AP3OE, and 
ID003E

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number. 5.6-1 

1DC239 Power Cable For 0VC01CA. 1APIOE, 1VD01CA, 
1VP01CA, 1VPO1CC, OVC02CA, 0VC033Y.  
OVC094Y. OVC095Y, OVC133Y, 1AP21E, 
1AP22E, 1AP25E, 1AP26E, 1AP30E, and 
1DC03E 

1VP01CA 1DC057 Power Cable For OVC01CA, 1AP10E, 1VDO1CA, 
IVPO1CA, IVP01 CC, OVC02CA. OVC033Y, 
OVC094Y, OVC095Y, OVC133Y. 1AP21 E, 
1AP22E, 1AP25E, 1AP26E, 1AP30E, and 
1DC03E 

1DC239 Power Cable For OVC01 CA, 1AP10E, 1VD01CA, 
1VPO1CA, 1VPO1CC, OVC02CA, OVC033Y, 
OVC094Y, 0VC095Y, OVC133Y, IAP21 E, 
1AP22E. 1AP25E, 1AP26E, IAP30E, and 
1 DC03E 

IVP01CC 1DC057 Power Cable For OVC01CA, 1AP1OE, 1VDOiCA, 
1VPO1CA, 1VPO1CC, OVC02CA, OVC033Y, 
0VCO94Y. OVC095Y. OVC133Y. 1AP21E, 
1AP22E, 1AP25E, 1AP26E, 1AP30E, and 
1DC03E 

I1DC239 Power Cable For OVCO0CA, IAP1OE, 1VD01 CA, 
1VP01CA, IVPO1CC, OVC02CA, 0VC033Y, 
0VC094Y, OVC095Y, OVC133Y, 1AP21 E, 
1AP22E, 1AP25E, 1AP26E, 1AP30E, and 
IDC03E 

1VX04Y 1VE039 Control Cable For 1VX04Y and 1VX05Y 

1VX05C 1VX044 Control Cable For 1VX05C 

IVX05Y 1VE039 Control Cable For IVX04Y and 1VX05Y 

Unit 2 Components 

NONE NONE
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Divsion 11/21 
Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 5.6-2 

Unit 0 (Common) Components 

OCCOIE-B 2DC037 Power Cable For OCCOI E-B, OVA01lCC, NONE 
OVAO2CC, 2AFOI PA, 2APOSED, 2APO5EE, 
2APOSEG, 2AP05ER, 2AP05ES, 2AP05ET, 
2CC01 PA, 2CVOI PA, 2111-11 PA, 2SX01 PA, 
OCCOl P, 0VA476Y, 2AF01 PA-A, 2AP07EF, 
2AP1 OE, 2AP99E, 2DGO1 KA, 2SX01 PA-C, 
2SX1O1A, 2VAO1CA, 2VAO1CD. 2VAO2CA. 2VA 

2DC038 Power Cable For OCCOl E-B. OVA01CC, 
OVAO2CC, 2AFO1 PA, 2AP05ED, 2APOSEE, 
2AP05EG, 2APO5ER. 2APO5ES, 2AP05ET, 
2CCO1 PA. 2CVOI PA, 2RHO1 PA. 2SXOI PA, 
OCC0l P, 0VA476Y, 2AF01 PA-A. 2AP07EF, 
2AP1 0E. 2APO9E, 2DGOI KA. 2SX01 PA-C, 
2SX1O1A, 2VAO1CA. 2VAO1CD, 2VAO2CA, 2VA 

0cco1p 2DC037 Power Cable For OCCO1 E-B, OVA01 CC, 
OVA02CC, 2AFO1 PA, 2AP05ED, 2AP05EE, 
2AP05EG. 2APOSER. 2APO5ES. 2AP05ET, 
2CGOIPA. 2CV01PA. 2RHO1 PA. 2SX01 PA, 
OCCOI P. 0VA476Y, 2AF01 PA-A, 2APO7EF, 
2AP1 OE, 2AP99E, 2DG01 KA. 2SXO1 PA-C.  
2SXIOIA, 2VAO1CA. 2VAOICD. 2VA02CA, 2VA 

2DC038 Power Cable For OCCO1E-B, OVAO1CC, 
OVA02CC. 2AFO1PA, 2APO5ED, 2APO5EE, 
2AP05EG, 2AP05ER, 2AP0SES, 2AP05ET, 
2GG01 PA. 2CV01 PA. 2RHO1 PA. 2SX01 PA, 
OCCOI P. 0VA476Y, 2AF01 PA-A, 2APO7EF, 
2AP10E, 2AP99E, 2DGOI KA, 2SX01 PA-C, 
2SX101A, 2VAO1CA, 2VAO1CD, 2VA02CA, 2VA 

OVAO1CC 2DC037 Power Cable For OCCOl E-B. OVA01 CC, 
OVA02CC, 2AFOI PA. 2AP05ED, 2APOSEE, 
2AP05EG, 2APO5ER, 2AP05ES, 2AP05ET, 
2CCO1 PA, 2CVO1 PA, 2RHOI PA, 2SX01 PA.  
OCCOI P, OVA47BV, 2AF01 PA-A, 2AP07EF.  
2AP1O0E. 2AP99E, 2DGO1 KA, 2SX01 PA-C, 
2SXI 1OA, 2VA01 CA, 2VAO ICD, 2VA02CA, 2VA
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TABLE 2.4-4 (Cont 'd)

Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 5.6-2 

2DC038 Power Cable For OCCO0 E-B, OVA01CC, 
OVA02CC, 2AF01PA, 2APO5ED, 2APO5EE, 
2AP05EG, 2APO5ER, 2AP05ES, 2APO5ET, 
2CC01 PA, 2CV01 PA, 2RH01 PA. 2SX01 PA.  
OCC01P, 0VA476Y, 2AF01 PA-A, 2AP07EF, 
2AP10E, 2AP99E, 2DG01 KA, 2SX01 PA-C, 
2SXI01A, 2VA01CA, 2VA01CD, 2VA02CA, 2VA 

OVA02CC 2DC037 Power Cable For OCCO0 E-B, OVA01 CC, 
OVA02CC, 2AFOIPA, 2AP05ED, 2APO5EE, 
2AP05EG, 2APO5ER, 2APO5ES, 2AP05ET, 
2CC01 PA, 2CV01 PA, 2RHO1 PA, 2SX01 PA.  
OCCO1 P, 0VA476Y, 2AF01 PA-A, 2AP07EF.  
2AP1OE, 2AP99E, 2DGO1 KA, 2SXO1 PA-C, 
2SX101A. 2VA01CA, 2VA01CD, 2VA02CA, 2VA 

2DC038 Power Cable For OCC01 E-B, OVA01 CC, 
OVA02CC0 2AFO1PA. 2APO5ED, 2APOSEE, 
2APO5EG, 2AP05ER, 2AP05ES, 2AP05ET, 
2CCO1 PA, 2CV01 PA, 2RHO1 PA, 2SX01PA.  
OCCO1 P. 0VA476Y, 2AF01 PA-A, 2AP07EF, 
2AP1OE, 2AP99E, 2DGO1KA, 2SXOIPA-C, 
2SX101A, 2VAOICA, 2VA01CD, 2VA02CA, 2VA 

0VA476Y 2DC037 Power Cable For OCC01 E-B, OVA01CC, 
OVA02CC, 2AFO1PA, 2AP05ED, 2AP05EE, 
2AP05EG. 2APO5ER, 2AP05ES, 2AP05ET.  
2CC01 PA. 2CV01 PA, 2RH01PA, 2SX01PA, 
OCC01P.O 0VA476Y, 2AF01 PA-A, 2AP07EF, 
2AP10E, 2AP99E, 2DG01 KA, 2SXO1 PA-C, 
2SX101A. 2VA01CA, 2VA01CD, 2VA02CA, 2VA 

2DC038 Power Cable For OCC01E-B, OVAO1CC, 
OVA02CC, 2AF01PA, 2AP05ED, 2AP05EE, 
2AP05EG, 2AP05ER, 2AP05ES, 2AP05ET, 
2CC01 PA. 2CV01 PA, 2RH01 PA, 2SX01 PA, 
OCC01P, 0VA476Y, 2AF01 PA-A. 2AP07EF, 
2AP1OE, 2AP99E, 2DGO1 KA, 2SX01 PA-C, 
2SX101A, 2VAO1CA, 2VAO1CD, 2VA02CA, 2VA 

Unit I Components 

IAP05EP 2AP586 Control Cable For 1AP05EP and 2APO5EJ NONE
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TABLE 2.4-4 (Cont d)

DivsIon 11/21 
Affected Equipment Equipment 
Equipment In Zone Description

Divislon 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 5.6-2 

Unit 2 Components 

2DC01E Division 21 125V Battery 211 NONE 

2DC03E DMslon 21 Battery Charger 211 

2DCO5E DMslon 21 125Vdc Distribution Center 211 

2DC10J DMslon 21 125Vdc Fuse Panel 

21P01E DMslon 21 Instrument Bus 211 Transformer 

21P03E Division 21 Instrument Bus 213 Transformer 

21P05E Division 21 Instrument Bus 211 Inverter 

21P07E DMsion 21 Instrument Bus 213 Inverter 

2VEO5Y Division 22 MEER Fire Damper 

2VE07Y DMsion 21 MEER Fire Damper, 

2VE12Y DMsion 21 MEER Fire Damper 

2AF005A 2DC183 Control Cable For 2AFO05A, 2AF005B, 
2AF005C, 2AF005D, 2MS001A-DIV21, 
2MS001 B-DIV21,*2MS001C-DIV21, and 
2MS001D-DIV21 

2AF005B 2DC183 Control Cable For 2AFO05A, 2AFO05B, 
2AF005C, 2AF005D, 2MS001A-DIV21, 
2MSOO1B-DIV21, 2MSOO1C-DIV21, and 
2MSOO1D-DIV21 

2AF005C 2DC183 Control Cable For 2AF005A, 2AF005B, 
2AF005C. 2AF005D, 2MS001A-DIV21, 
2MS001B-DIV21, 2MS001C-DIV21, and 
2MS001D-DIV21 

2AF005D 2DC183 Control Cable For 2AF005A, 2AF005B, 
2AF005C, 2AF005D, 2MSOO1A-DIV21, 
2MS001B-DIV21, 2MS001C-DIV21, and 
2MSOOID-DIV21 

2AF01PA 2AF013 Control Cable For 2AF01 PA-A and 2AF01 PA 

2AF064 Control Cable For 2AF01 PA-A and 2AF01 PA
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Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.6-2 

2DC037 Power Cable For OCC01E-B, OVAO1CC, 
OVA02CC, 2AF01PA, 2AP05ED, 2AP05EE, 
2AP05EG, 2AP05ER, 2AP05ES, 2APO5ET, 
2CCO1PA, 2CV01PA, 2RHO1PA, 2SXO1PA, 
0C001P, 0VA476Y, 2AF01 PA-A, 2AP07EF, 
2APIOE, 2AP99E, 2DGO1 KA, 2SXO1 PA-C, 
2SX101A, 2VA01CA, 2VAOICD, 2VA02CA, 2VA 

2DC038 Power Cable For OCCO1E-B, OVA01CC, 
OVA02CC, 2AF01PA, 2AP05ED, 2AP05EE, 
2AP05EG, 2AP05ER, 2APO5ES, 2AP05ET, 
2CC01PA, 2CVO1PA, 2RHO1PA, 2SXO1PA, 
OCC01 P, 0VA476Y, 2AF01 PA-A, 2AP07EF, 
2APIOE, 2AP99E, 2DGO1KA, 2SX01PA-C, 
2SX101A, 2VAO1CA, 2VAO1CD, 2VA02CA, 2VA 

2EF026 Control Cable For 2AFO1 PA 

2AF01PA-A 2AF013 Control Cable For 2AF01 PA-A and 2AF01 PA 

2AF064 Control Cable For 2AFO1 PA-A and 2AF01 PA 

2DC037 Power Cable For OCC01E-1B, OVA01 CC, 
OVA02CC, 2AF01PA, 2APO5ED, 2AP05EE, 
2AP05EG, 2AP05ER, 2APO5ES, 2APO5ET, 
2CCO1 PA, 2CV01 PA, 2RHO1 PA, 2SXO1 PA, 
OCCO01P, OVA476Y, 2AF01 PA-A, 2APO7EF, 
2AP10E, 2AP99E, 2DGO1 KA, 2SX01 PA-C, 
2SX101A, 2VA01CA, 2VAO1CD, 2VA02CA, 2VA 

2DC038 Power Cable For OCCO1E-B, OVAO1CC, 
OVA02CC, 2AF01PA, 2AP05ED, 2APO5EE, 
2AP05EG, 2AP05ER, 2AP05ES, 2AP05ET, 
2COlPA, 2CVO1 PA, 2RHO1 PA, 2SX01 PA, 
OCCOiP, 0VA476Y, 2AF01PA-A, 2AP07EF, 
2AP1OE, 2AP99E, 2DG01KA, 2SX01PA-C, 
2SX101A, 2VAO1CA, 2VAOICD, 2VA02CA, 2VA 

2AP05ED 2AP082 Control Cable For 2APOSED

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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Division 11M21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 5.6-2 

2DC037 Power Cable For OCCO01E-B, OVA01 CC, 
OVA02CC, 2AFO1PA, 2AP05ED, 2APO5EE, 
2AP05EG, 2AP05ER, 2APO5ES, 2APO5ET, 
2CCO1PA, 2CV01PA, 2RHO1PA, 2SX01PA, 
OCC01P., 0VA476Y, 2AFO1 PA-A, 2AP07EF, 
2AP1OE, 2AP99E, 2DGO1KA, 2SXO1PA-C, 
2SX101A, 2VAO1CA, 2VA01CD, 2VA02CA, 2VA 

2DC038 Power Cable For OCCO1lE-B, OVAO1 CC, 
OVA02CC, 2AFO1PA, 2APO5ED, 2AP05EE, 
2AP05EG, 2AP05ER, 2AP05ES, 2AP05ET, 
2CCO1 PA, 2CVO1 PA, 2RHO1 PA, 2SXO1 PA, 
OCCO1lP, OVA476Y, 2AFO1 PA-A, 2AP07EF, 
2AP10E, 2AP99E, 2DG01KA, 2SXO1PA-C, 
2SX101A, 2VAO1CA, 2VA01CD, 2VA02CA, 2VA 

2AP05EE 2DC037 Power Cable For OCCO1 E-B, OVAO1 CC, 
OVA02CC, 2AFO1PA, 2AP05ED, 2AP05EE, 
2AP05EG, 2AP05ER, 2AP05ES, 2AP05ET, 
2CCO1 PA, 2CV01 PA, 2RHO1PA, 2SXO1 PA, 
OCC01P., 0VA476Y, 2AF01PA-A, 2AP07EF, 
2AP1OE, 2AP99E, 2DG01KA, 2SXOIPA-C, 
2SX101A, 2VA01CA, 2VA01CD, 2VA02CA, 2VA 

2DC038 Power Cable For OCCO0 E-B, OVAO1 CC, 
OVA02CC, 2AFOIPA, 2AP05ED, 2AP05EE, 
2APO5EG, 2APO5ER, 2APO5ES, 2AP05ET, 
2CCO1PA, 2CVO1 PA, 2RHO1 PA, 2SXO1 PA, 
OCCO01P, 0VA476Y, 2AF01 PA-A, 2AP07EF, 
2AP10E, 2AP99E, 2DGO1 KA, 2SX01 PA-C, 
2SX101A, 2VA01CA, 2VA01CD, 2VA02CA, 2VA 

2AP05EG 2AP049 Control Cable For 2AP05EG 

2AP050 Control Cable For 2AP05EG 

2AP312 Control Cable For 2AP05EG 

2DC037 Power Cable For OCCO01E-B, OVA01CC, 
OVA02CC, 2AF01PA, 2AP05ED, 2AP05EE, 
2AP05EG, 2AP05ER, 2AP05ES, 2AP05ET, 
2CCO1 PA, 2CVO1 PA, 2RHO1 PA, 2SX01 PA, 
OCCO1 P, 0VA476Y. 2AF01 PA-A, 2AP07EF, 
2AP1OE, 2AP99E, 2DG01 KA, 2SX01 PA-C, 
2SX101A, 2VA01CA, 2VAO1CD, 2VA02CA, 2VA

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.6-2 

2DC038 Power Cable For OCCO1E-B, OVA01 CC, 
OVA02CC, 2AFO1PA, 2AP05ED, 2AP05EE, 
2APO5EG, 2AP05ER, 2AP05ES, 2AP05ET, 
2C001 PA, 2CVO1 PA, 2RHO1 PA, 2SX01 PA, 
OCC01 P, 0VA476Y, 2AFOI1PA-A, 2AP07EF, 
2AP1OE, 2AP99E, 2DGO1KA, 2SXO1PA-C, 
2SX101A, 2VAOICA, 2VA01CD, 2VA02CA, 2VA 

2DG211 Control Cable For 2AP05EG and 2AP05ES 

2APO5EJ 2AP075 Control Cable For 2APO5EJ 

2AP586 Control Cable For 1APO5EP and 2AP05EJ 

2APOSEP 2CS002 Control Cable For 2AP05EP 

2EF086 Control Cable For 2APO5EP 

2APO5ER 2AP634 Control Cable For 2AP05ER 

2DC037 Power Cable For 0CC01 E-B, 0VAO1 CC, 
0VA02CC, 2AFO1PA, 2APO5ED, 2AP05EE, 
2AP05EG, 2AP05ER, 2AP05ES, 2AP05ET, 
2CC01 PA, 2CV01 PA, 2RH01 PA, 2SXO1 PA, 
OCCO1P, 0VA476Y, 2AFOIPA-A, 2AP07EF, 
2AP1OE, 2AP99E, 2DG01 KA, 2SXO1 PA-C, 
2SX101A, 2VA01CA, 2VA01CD, 2VA02CA, 2VA 

2DC038 Power Cable For 0CC01 E-B, OVA01 CC, 
0VA02CC, 2AF01PA, 2AP05ED, 2AP05EE, 
2AP05EG, 2APO5ER, 2AP05ES, 2AP05ET, 
2CO01 PA. 2CV01 PA, 2RHO1 PA, 2SXO1 PA, 
0CC01 P. 0VA476Y, 2AFO1 PA-A, 2AP07EF, 
2AP10E, 2AP99E, 2DGO1KA, 2SX01 PA-C, 
2SX101A, 2VAO1CA, 2VA00CD, 2VA02CA, 2VA 

2AP05ES 2DC037 Power Cable For 0CC01 E-B, OVAO1 CC, 
OVA02CC, 2AFO1PA, 2AP05ED, 2AP05EE, 
2AP05EG, 2AP05ER, 2APO5ES, 2APO5ET, 
2CC01 PA, 2CV01 PA, 2RHO1 PA, 2SX01PA, 
0CC01 P, 0VA476Y, 2AFO1PA-A, 2AP07EF, 
2AP1OE, 2AP99E, 2DGO1KA, 2SXO1PA-C, 
2SX101A, 2VA01CA, 2VA01CD, 2VA02CA, 2VA

Division 12122 
Affected Equipment Equipment 
Equipment In Zone Description
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Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.6-2 

2DO038 Power Cable For OCCOIE-B, OVAOICC, 
OVA02CC, 2AF01PA, 2AP05ED, 2AP05EE, 
2AP05EG, 2APO5ER, 2AP05ES, 2AP05ET, 
2CC01PA, 2CV01PA, 2RHO1PA, 2SX01PA, 
0CC01P, 0VA476Y, 2AF01 PA-A, 2AP07EF, 
2AP1OE, 2AP99E, 2DGO1 KA, 2SX01 PA-C, 
2SX101A, 2VA01CA, 2VAO1CD, 2VA02CA, 2VA 

2DG005 Control Cable For 2AP05ES 

2DG019 Control Cable For 2DGO1KA and 2AP05ES 

2DG152 Control Cable For 2AP05ES 

2DG211 Control Cable For 2AP05EG and 2AP05ES 

2DG228 Control Cable For 2AP05ES 

2AP05ET 2DC037 Power Cable For OCCO1E-B, OVAO1CC, 
OVA02CC, 2AF01PA, 2AP05ED, 2AP05EE, 
2AP05EG, 2APO5ER, 2AP05ES, 2AP05ET, 
2CCO1 PA, 2CVO1 PA, 2RHO1PA, 2SXO1PA, 
OCCO1 P, 0VA476Y, 2AF01 PA-A, 2AP07EF.  
2AP1OE, 2AP99E, 2DGO1KA, 2SXO1PA-C, 
2SX101A, 2VAO1CA, 2VA01CD, 2VA02CA, 2VA 

2DC038 Power Cable For OCCO1 E-B, OVA01 CC, 
OVA02CC, 2AF01PA, 2AP05ED, 2AP05EE, 
2AP05EG, 2APO5ER, 2AP05ES, 2AP05ET, 
2CCO1 PA, 2CV01 PA, 2RHO1 PA, 2SX01 PA, 
OCCO1P., OVA476Y, 2AFO1 PA-A, 2AP07EF, 
2AP1OE, 2AP99E, 2DGOIKA, 2SXO1PA-C, 
2SX101A, 2VAO1CA, 2VA01CD, 2VA02CA, 2VA 

2AP05EV 2SI004 Control Cable For 2AP05EV 

2AP07EE 2AP098 Control Cable For 2AP07EE 

2AP141 Control Cable For 2AP07EE 

2DC053 Power Cable For 2AP07EE and 2AP14E 

2DC054 Power Cable For 2AP07EE and 2AP14E

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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Divison 11/21 
Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.6-2 

2AP07EF 2DC037 Power Cable For OCCO1E-B, OVA01CC, 
OVA02CC, 2AF01PA, 2AP05ED, 2AP05EE, 
2APO5EG, 2APO5ER, 2APO5ES, 2APO5ET, 
2CC01PA, 2CV01PA, 2RHO1PA, 2SXOIPA, 
OCCO1iP. 0VA476Y, 2AF01PA-A. 2APO7EF, 
2AP1OE, 2AP99E, 2DGO1 KA, 2SX01 PA-C, 
2SX101A, 2VA01CA, 2VAO1CD, 2VA02CA, 2VA 

2DC038 Power Cable For OCCOIE-B, OVA01 CC, 
OVA02CC, 2AF01PA, 2AP05ED, 2AP05EE, 
2AP05EG, 2AP05ER, 2AP05ES, 2AP05ET, 
2CCO1PA. 2CV01 PA, 2RHO1 PA. 2SX01 PA, 
OCCO01P. 0VA476Y. 2AF01PA-A, 2AP07EF, 
2AP1OE, 2AP99E, 2DGO1KA, 2SX01 PA-C, 
2SXI01A, 2VA01CA, 2VAO1CD, 2VA02CA, 2VA 

2AP10E 2DC037 Power Cable For OCCO1E-B,O VA01CC, 
OVA02CC, 2AF01PA, 2AP05ED, 2AP05EE, 
2AP05EG, 2AP05ER, 2AP05ES. 2AP05ET, 
2CCO1 PA, 2CVO1 PA, 2RHO1 PA, 2SX01 PA, 
OCC01P, 0VA476Y, 2AF01 PA-A, 2AP07EF, 
2AP10E. 2AP99E, 2DGO1KA, 2SX01 PA-C, 
2SX101A, 2VAO1CA, 2VAO1CD, 2VA02CA, 2VA 

2DC038 Power Cable For OCCO0 E-B, OVAO1 CC, 
OVA02CC. 2AFOIPA, 2AP05ED, 2AP05EE, 
2APO5EG, 2AP05ER, 2AP05ES, 2APO5ET, 
2CCO1PA, 2CVO1 PA, 2RHO1PA, 2SX01 PA, 
OCCO1 P. 0VA476Y, 2AFO1 PA-A, 2AP07EF, 
2AP1OE, 2AP99E, 2DGO1KA, 2SXO1PA-C, 
2SX101A, 2VA01CA, 2VAO1CD, 2VA02CA, 2VA 

2DC057 Power Cable For 2AP1OE, 2VDO1 CA, 2VPO1CA, 
2VP01CC, 2AP21 E. 2AP22E, 2AP25E, 2AP26E.  
2AP30E, and 2DCO3E 

2DC058 Power Cable For 2APIOE, 2VD01CA, 2VPO1CA, 
2VP01 CC, 2AP21 E, 2AP22E. 2AP25E, 2AP26E, 
2AP30E, and 2DC03E 

2AP14E 2DC053 Power Cable For 2AP07EE and 2API4E 

2DC054 Power Cable For 2AP07EE and 2AP14E 

2DC226 Power Cable For 2AP14E, 2AP38E, and 2AP42E 

2DC228 Power Cable For 2AP14E, 2AP38E, and 2AP42E

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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2AP21E 2DC057 Power Cable For 2AP1OE, 2VDO1 CA, 2VP01CA, 
2VP01CC. 2AP21E, 2AP22E, 2AP25E, 2AP26E, 
2AP30E, and 2DC03E 

2DC058 Power Cable For 2AP1OE, 2VDO1CA, 2VP01 CA, 
2VP01CC, 2AP21E. 2AP22E, 2AP25E, 2AP26E, 
2AP30E, and 2DC03E 

2AP22E 2DC057 Power Cable For 2AP10E, 2VDO1CA, 2VP01 CA, 
2VPO1 CC, 2AP21 E, 2AP22E, 2AP25E, 2AP26E, 
2AP30E, and 2DCO03E 

2DC058 Power Cable For 2AP1OE, 2VDO1CA, 2VP01CA.  
2VPO1CC, 2AP21E, 2AP22E, 2AP25E, 2AP26E, 
2AP30E, and 2DO03E 

2AP25E 2DC057 Power Cable For 2AP1OE, 2VD01 CA, 2VP01CA, 
2VPO1CC, 2AP21 E, 2AP22E, 2AP25E, 2AP26E, 
2AP30E, and 2DC03E 

2DC058 Power Cable For 2AP10E, 2VDO1CA, 2VP01 CA, 
2VPO1CC, 2AP21 E, 2AP22E, 2AP25E, 2AP26E, 
2AP30E, and 2DC03E 

2AP26E 2DC057 Power Cable For 2AP1OE, 2VD01CA, 2VP01 CA, 
2VPO1CC, 2AP21E. 2AP22E, 2AP25E, 2AP26E, 
2AP3OE, and 2DCO03E 

2DC058 Power Cable For 2AP1OE, 2VD01CA, 2VP01 CA, 
2VP01CC, 2AP21E, 2AP22E, 2AP25E, 2AP26E, 
2AP30E, and 2DC03E 

2AP30E 2DC057 Power Cable For 2APIOE, 2VDO1CA, 2VP01 CA, 
2VP01CC, 2AP21E. 2AP22E, 2AP25E, 2AP26E, 
2AP30E, and 2DC03E 

2DC058 Power Cable For 2APIOE, 2VD01 CA, 2VP01 CA, 
2VPO1 CC, 2AP21 E, 2AP22E, 2AP25E, 2AP26E, 
2AP30E, and 2DC03E 

2AP38E 2DC226 Power Cable For 2AP14E, 2AP38E, and 2AP42E 
2DC228 Power Cable For 2AP14E. 2AP38E, and 2AP42E 

2AP42E 2DC226 Power Cable For 2AP14E, 2AP38E, and 2AP42E 
2DC228 Power Cable For 2AP14E, 2AP38E, and 2AP42E 

2AP93E 2DC235 Control Cable For 2AP99E and 2AP93E 

2DC236 Control Cable For 2AP99E and 2AP93E

Division 12/22 

Affected Equipment Equipment 
Equipment In Zone Description
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 5.6-2 

2DC242 Control Cable For 2AP99E and 2AP93E 

2AP99E 2DC037 Power Cable For OCCO01E-B, OVAO1 CC, 
OVA02CC, 2AF01PA, 2APO5ED, 2AP05EE, 
2AP05EG, 2APOSER, 2AP05ES, 2AP05ET, 
2CCO1PA, 2CV01 PA. 2RHO1 PA, 2SX01PA, 
OCCO1 P, 0VA476Y, 2AF01 PA-A, 2AP07EF, 
2AP10E, 2AP99E, 2DG01KA. 2SX01 PA-C, 
2SX101A, 2VA01CA, 2VA01CD, 2VA02CA, 2VA 

2DC038 Power Cable For OCCO1E-B, OVA01 CC.  
OVA02CC, 2AFO1PA, 2AP05ED, 2AP05EE, 
2AP05EG, 2AP05ER, 2AP05ES, 2AP05ET, 
2CCO1 PA, 2CV01 PA, 2RHO1PA, 2SXO1 PA, 
OCCO1 P, 0VA476Y. 2AFO1 PA-A, 2AP07EF, 
2AP1OE, 2AP99E, 2DG01KA, 2SXO1PA-C, 
2SX101A, 2VAO1 CA, 2VA01 CD, 2VA02CA, 2VA 

2DC235 Control Cable For 2AP99E and 2AP93E 

2DC236 Control Cable For 2AP99E and 2AP93E 

2DC242 Control Cable For 2AP99E and 2AP93E 

2CCO1PA 2DC037 Power Cable For OCCO1E-B, OVA01CC, 
OVA02CC, 2AF01PA, 2AP05ED, 2AP05EE, 
2AP05EG, 2AP05ER, 2AP05ES, 2AP05ET, 
2CCO01PA, 2CVO1 PA, 2RH101PA, 2SX01 PA, 
OCCOl1P, OVA476Y, 2AFO1 PA-A, 2AP07EF, 
2AP1OE, 2AP99E, 2DGO1KA, 2SX01PA-C, 
2SX101A, 2VAOICA, 2VA01CD, 2VA02CA, 2VA 

2DC038 Power Cable For OCCO1 E-B, OVAO1 CC, 
OVA02CC, 2AFO1PA, 2AP05ED, 2AP05EE, 
2AP05EG, 2AP05ER, 2AP05ES, 2AP05ET, 
2CC01PA, 2CVOIPA, 2RHO1PA, 2SX01PA, 
OCCO01P, 0VA476Y, 2AF01PA-A, 2AP07EF, 
2AP10E, 2AP99E, 2DGO1KA, 2SXO1PA-C, 
2SX101A, 2VA01CA, 2VAO1CD, 2VA02CA, 2VA

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number, 5.6-2 

2CVO1IPA 2DC037 Power Cable For OCCO1 E-B, OVAO01CC, 
OVA02CC, 2AFO1PA, 2APO5ED, 2AP05EE, 
2AP05EG, 2AP05ER, 2AP05ES, 2AP05ET, 
2CCO1PA, 2CVO1 PA, 2RHO1 PA, 2SX01PA, 
OCCO1P., 0VA476Y, 2AFO1 PA-A, 2AP07EF, 
2AP1OE, 2AP99E, 2DGOIKA, 2SXO1PA-C, 
2SX101A, 2VAOICA, 2VAO1CD, 2VA02CA, 2VA 

2DC038 Power Cable For OCC01E-B, OVAO1CC, 
OVA02CC, 2AFO1PA, 2APO5ED, 2AP05EE, 
2AP05EG, 2APO5ER, 2AP05ES, 2AP05ET, 
2CCO1 PA, 2CV01PA, 2RHO1PA, 2SXO1 PA, 
OCCO1 P, 0VA476Y, 2AF01PA-A, 2AP07EF, 
2APIOE, 2AP99E, 2DG01 KA, 2SXO1 PA-C, 
2SX101A, 2VAO1CA, 2VAOICD, 2VA02CA, 2VA 

2DCO1E 2DC002 Power Cable For 2DCO1 E 
2DCO3E 2DC005 Power Cable For 2DC03E 

2DC006 Power Cable For 2DCO3E 

2DC021 Power Cable For 2DCO3E 
2DC057 Power Cable For 2AP10E, 2VD01 CA, 2VP01CA, 

2VP01CC, 2AP21E, 2AP22E, 2AP25E, 2AP26E, 
2AP30E, and 2DC03E 

2DC058 Power Cable For 2AP1OE, 2VD01 CA, 2VPO1CA, 
2VP01CC, 2AP21E, 2AP22E, 2AP25E, 2AP26E, 
2AP3OE, and 2DCO03E 

2DC193 Power Cable For 2DCO3E 
2DC194 Power Cable For 2DC03E 

2DCO5E 2DC001 Power Cable For 2DCO5E 
2DC003 Power Cable For 2DCO5E 

2DC10J 2DC095 Control Cable For 2DC1OJ 

2DGO1KA 2DC037 Power Cable For OCCO01E-B, OVAOlCC, 
OVA02CC, 2AFO1PA, 2AP05ED, 2AP05EE, 
2APO5EG, 2APO5ER, 2AP05ES, 2APO5ET, 
2CCO01PA, 2CVO1 PA, 2RHO1 PA, 2SX01 PA, 
OCCO01P, 0VA476Y, 2AFO1 PA-A, 2AP07EF, 
2AP10E, 2AP99E, 2DG01 KA, 2SX01 PA-C, 
2SX101A, 2VA01CA, 2VAO1CD, 2VA02CA, 2VA

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.6-2

2DC038

21POIE 

21PO1J 

21P03E 
21P03J 

21P05E 

21P07E 

2MS001A-DIV21 

2MSOOIB-DIV21

2DG017 
2DG018 
2DG019 
2DG157 
2DG174 
2DG175 
2DG200 
21P004 
2EF037 
21PO05 
21P006 
21P032 
21P033 
21P034 
21P002 
21P058 
21P030 
21P060 

2DC183 

2DC183

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Power Cable For OCCO01E-B, OVA01CC, 
OVA02CC, 2AFO1PA, 2AP05ED, 2AP05EE, 
2AP05EG, 2AP05ER, 2AP05ES, 2AP05ET, 
2CCO1PA, 2CV01PA, 2RHOIPA, 2SX01PA, 
OCCO1 P, 0VA476Y, 2AFO1 PA-A, 2AP07EF, 
2AP1OE, 2AP99E. 2DG01KA, 2SXO1PA-C, 
2SX101A, 2VA01CA, 2VAOICD, 2VA02CA, 2VA 

Control Cable For 2DG01 KA 

Control Cable For 2DGO1 KA 

Control Cable For 2DGO1 KA and 2AP05ES 

Control Cable For 2DGO1KA 
Control Cable For 2DG01 KA 

Control Cable For 2DGO1 KA 

Control Cable For 2DGOIKA 
Power Cable For 21P01E 

Control Cable For 21P01J 
Power Cable For 21P01J 

Power Cable For 21P01J 
Power Cable For 21P03E 

Power Cable For 21P03J 
Power Cable For 21P03J 

Power Cable For 21P05E 

Power Cable For 21P05E 

Power Cable For 21P07E 

Power Cable For 21P07E 

Control Cable For 2AF005A, 2AF005B, 
2AF005C, 2AF005D, 2MS0O1A-DIV21, 
2MS001B-DIV21, 2MSOOIC-DIV21, and 
2MS001 D-DIV21 
Control Cable For 2AF005A, 2AFOO5B, 
2AFOO5C, 2AF005D, 2MS001A-DIV21, 
2MS001 B-DIV21, 2MSOOIC-DIV21, and 
2MSOO1D-DIV21

(Sheet 614)
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Divsion 111M1 
Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.6-2

2MS001 C-DIV21 

2MS0O1 D-DIV21 

2RHO1 PA 

2RY455A 
2SX01 PA

2DC1 83 

2DC183 

2DC037 

2DC038 

2DC100 
2DC037 

2DC038

Division 12122 
Affected Equipment Equipment 
Equipment In Zone Description

Control Cable For 2AF005A. 2AF005B, 
2AF0O5C, 2AFOO5D, 2MSOO1A-DIV21, 
2MSOO1 B-DIV21, 2MSOO1 C-DIV21, and 
2MSOO1 D-DIV21 
Control Cable For 2AFOO5A, 2AF0O5B, 
2AFOO5C, 2AF0O5D, 2MSOO1A-DIV2I, 
2MSOO1 B-DIV21 * 2MSOOI C-DIV21, and 
2MS001 D-DIV21 
Power Cable For OCCO1 E-B, OVAO1 CC, 
OVAO2CC, 2AFO1PA, 2AP05ED, 2APO5EE.  
2AP05EG, 2AP05ER, 2APO5ES, 2APOSET, 
2CCOI PA. 2CVOI PA. 2RHO1 PA, 2SXO1 PA, 
OCCOl P, 0VA476Y, 2AFO1 PA-A, 2AP07EF, 
2AP1 OE, 2AP99E. 2DG01 KA. 2SXO1 PA-C, 
2SX1O1A, 2VA01CA, 2VA01CD. 2VA02CA, 2VA 
Power Cable For OCCOl E-B, OVAOI CC, 
OVAO2CC. 2AFO1PA, 2APOSED. 2AP05EE, 
2APO5EG, 2AP05ER, 2AP05ES, 2AP05ET, 
2CCO1 PA, 2CVO1 PA. 2RHO1 PA, 2SXO1 PA, 
OCCOl P. 0VA476Y. 2AF01 PA-A, 2APO7EF, 
2AP1OE, 2AP99E, 2DGO1KA, 2SXO1PA-C, 
2SXI01 A. 2VAO1 CA, 2VA01ICD, 2VA02CA, 2VA 
Control Cable For 2RY455A 
Power Cable For OCCO1 E-B, OVAO1ICC, 
OVAO2CC, 2AF01PA, 2AP05ED, 2AP05EE.  
2APO5EG, 2AP05ER, 2APO5ES, 2AP05ET, 
2CCO1 PA. 2CVO1 PA, 2RHO1 PA, 2SXOI PA, 
OCCOl P, 0VA476Y, 2AF01 PA-A. 2APO7EF, 
2AP1 OE, 2AP99E, 2DG01 KA, 2SX01 PA-C, 
2SX101A, 2VAO1CA, 2VAO1CD, 2VAO2CA, 2VA 
Power Cable For OCCO1 E-%, OVA01 CC, 
OVAO2CC, 2AFO1 PA, 2APO5ED, 2AP05EE, 
2APO5EG, 2APO5ER. 2AP05ES. 2AP05ET, 
2CC01 PA. 2CV01 PA, 2RHOI PA. 2SXO1 PA.  
OCC01 P, 0VA476Y, 2AFO1 PA-A. 2AP07EF, 
2AP1 OE, 2AP99E, 2DGO1 KA, 2SXO1 PA-C, 
2SXIOIA, 2VA0ICA, 2VAO1CD, 2VA02CA, 2VA

(Sheet 615)
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TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.6-2

2SXO1 PA-C 2DC037

2DC038

2SX101A 2DC037

2DC038

2SX169A 

2UL-AN012-A7 

2UL-AN012-B7 

2UL-AN012-C7

2SX295 
2AN084 

2AN084 

2AN084

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Power Cable For OCCO1E-B, OVAO1CC, 
OVA02CC, 2AFO1PA, 2AP05ED, 2AP05EE, 
2AP05EG, 2AP05ER, 2AP05ES, 2AP05ET, 
2CC01 PA, 2CVO1 PA, 2RH-01PA, 2SXO1 PA, 
0CC01 P, 0VA476Y, 2AF01 PA-A, 2AP07EF, 
2AP1OE, 2AP99E, 2DG01KA, 2SX01 PA-C, 
2SX101A, 2VA01CA, 2VAO1CD, 2VA02CA, 2VA 
Power Cable For OCCO1E-B, OVA01CC, 
OVA02CC, 2AF01PA, 2APO5ED, 2AP05EE, 
2AP05EG, 2AP05ER, 2AP05ES, 2AP05ET, 
2CC01PA, 2CV01PA, 2RHO1PA. 2SX01PA, 
OCCOIP, 0VA476Y. 2AF01PA-A. 2AP07EF, 
2AP10E, 2AP99E, 2DG01 KA, 2SX01 PA-C, 
2SX101A, 2VA01CA, 2VAOICD, 2VA02CA. 2VA 
Power Cable For OCCO01E-B, OVA01 CC, 
OVA02CC, 2AF01PA, 2AP05ED, 2APO5EE, 
2AP05EG, 2APO5ER, 2AP05ES, 2AP05ET, 
2CC01 PA, 2CV01 PA, 2RHO1 PA, 2SX01 PA, 
OCCO1 P. 0VA476Y, 2AF01 PA-A, 2AP07EF, 
2AP1OE, 2AP99E, 2DGO1KA, 2SX01PA-C, 
2SX101A, 2VAO1CA, 2VA01CD, 2VA02CA, 2VA 
Power Cable For OCC01E-B, OVA01CC, 
OVA02CC, 2AFOIPA. 2APO5ED, 2APO5EE, 
2AP05EG, 2AP05ER, 2APO5ES, 2AP05ET, 
2CCOIPA, 2CVO1 PA, 2RHO1 PA, 2SX01 PA, 
OCCOI P, 0VA476Y, 2AFO1 PA-A, 2AP07EF, 
2AP1OE, 2AP99E, 2DG01KA, 2SXO1PA-C, 
2SX101A, 2VAO1CA, 2VA01CD, 2VA02CA, 2VA 
Control Cable For 2SX169A 

Control Cable For 2UL-AN012-A7, 2UL-ANO12
B7, and 2UL-AN012-C7 
Control Cable For 2UL-AN012-A7, 2UL-AN012
B7, and 2UL-AN012-C7 
Control Cable For 2UL-AN012-A7. 2UL-ANO12
B7, and 2UL-AN012-C7
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TABLE 2.4-4 (Cant d)

Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.6-2 

2VA01CA 2DC037 Power Cable For 00001 E-B, OVAO1 CC, 
OVA0200, 2AF01 PA. 2APO5ED, 2APO5EE, 
2APO5EG, 2AP05ER, 2AP05ES, 2APO5ET.  
2CC01 PA, 2CV01 PA. 2RHOI PA, 2SXO1 PA, 
00001 P, 0VA476Y. 2AF01 PA-A, 2APO7EF, 
2AP1OE, 2AP99E, 2DGOIKA, 2SXO1PA-C.  
2SX101 A, 2VAOI CA. 2VA01 CD, 2VAO2CA, 2VA 

2DO038 Power Cable For 00001 E-B, OVA01 CC, 
OVAO2CC, 2AFO1 PA, 2AP05ED, 2AP05EE, 
2APO5EG, 2APO5ER, 2AP05ES, 2APOSET, 
20001 PA, 2CVO1 PA. 2RHO1 PA, 2SXO1 PA, 
00001 P, 0VA476Y, 2AFOI PA-A, 2APO7EF, 
2AP10E, 2AP99E, 2DG01 KA, 2SXO1 PA-C, 
2SXIO1A, 2VA01CA, 2VAO1CD, 2VAO2CA. 2VA 

2VA01CD 2DC037 Power Cable For OCCO1 E-B, OVA010CC, 
OVA0200, 2AFO1 PA, 2APO5ED, 2AP05EE, 
2AP05EG, 2APO5ER, 2APO5ES, 2AP05ET, 
20001 PA, 2CVO1 PA, 2RHO1 PA. 2SX01 PA.  
00001 P, 0VA476Y, 2AFOI PA-A, 2APO7EF, 
2AP1OE, 2AP99E, 2DGO1 KA. 2SX01 PA-C, 
2SX1O1A, 2VAO1CA, 2VAOICD, 2VA02CA, 2VA 

2DC038 Power Cable For 00001 E-B, OVAO1C0, 
OVA02CC, 2AFO1 PA, 2APO5ED, 2APO5EE, 
2AP05EG, 2AP05ER, 2AP05ES, 2APO5ET, 
20001 PA, 2C01V~ PA, 2RHO1 PA, 2SX01 PA, 
00001 P, 0VA476Y, 2AFO1 PA-A, 2APO7EF, 
2AP1OE. 2APG9E, 2DGO1KA, 2SXO1PA-0, 
2SX1O1A, 2VAO1CA, 2VAO1CD, 2VAO2CA, 2VA 

2VA02CA 2DC037 Power Cable ForOCC01E-B, OVAOIC0, 
OVAO200, 2AFOIPA, 2AP05ED, 2APO5EE, 
2AP05EG, 2AP05ER, 2AP05ES, 2AP05ET, 
20001 PA, 2CVO1 PA, 2RHO1 PA, 2SXO1 PA, 
00001 P, 0VA476Y, 2AFOI PA-A, 2AP07EF, 
2AP10E, 2AP99E, 2DG01 KA, 2SX01 PA-C, 
2SX1O1A, 2VAO1CA, 2VAO1CD, 2VAO2CA, 2VA

Divsion 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 5.6-2 

2DC038 Power Cable For OCCO0 E-B, OVAO1 CC, 
OVA02CC, 2AFO1PA, 2APO5ED, 2AP05EE, 
2AP05EG, 2AP05ER, 2AP05ES, 2AP05ET, 
2CCO1 PA, 2CVO1 PA, 2RHO1 PA, 2SXO1 PA, 
OCC01P, 0VA476Y, 2AF01 PA-A, 2AP07EF, 
2AP10E, 2AP99E, 2DGO1 KA, 2SX)01PA-C, 
2SX101A, 2VA01CA, 2VAO1CD, 2VA02CA, 2VA 

2VA02CB 2DC037 Power Cable For OCCO1E-B. OVA01CC.  
OVA02CC, 2AFO1PA, 2AP05ED, 2AP05EE, 
2AP05EG, 2APO5ER. 2AP05ES, 2APO5ET, 
2CO01 PA, 2CVO1PA, 2RHO1 PA, 2SX01 PA.  
OCCO1 P. 0VA476Y, 2AFO1 PA-A, 2AP07EF.  
2AP10E, 2AP99E, 2DGO1KA, 2SX01PA-C, 
2SX1O1A, 2VAO1CA, 2VA01CD, 2VA02CA, 2VA 

2DC038 Power Cable For OCCO0 E-B, OVAO1CC, 
OVA02CC, 2AFO1PA, 2APO5ED, 2AP05EE, 
2AP05EG, 2AP05ER, 2AP05ES, 2AP05ET, 
2CC01 PA, 2CV01 PA, 2RHO1 PA, 2SXO1 PA, 
OCCOlP., 0VA476Y, 2AF01PA-A, 2AP07EF, 
2AP1OE, 2AP99E, 2DG01 KA, 2SX01 PA-C, 
2SX101A, 2VAO1CA, 2VAO1CD, 2VA02CA, 2VA 

2VA06CA 2DC037 Power Cable For OCC01E-B, OVAO1CC, 
OVA02CC, 2AF01PA. 2APO5ED, 2AP05EE, 
2AP05EG, 2AP05ER, 2AP05ES, 2AP05ET.  
2CCO1 PA, 2CV01PA, 2RHO1 PA, 2SXO1PA, 
OCCO1P, 0VA476Y, 2AF01 PA-A, 2AP07EF, 
2APIOE, 2AP99E, 2DG01 KA, 2SX01PA-C, 
2SX101A, 2VAO1CA, 2VAO1CD, 2VA02CA, 2VA 

2DC038 Power Cable For OCCO01E-B, OVA01 CC, 
OVA02CC, 2AFO1PA, 2AP05ED, 2AP05EE, 
2APO5EG, 2AP05ER, 2APO5ES, 2AP05ET, 
2CCO1 PA, 2CV01PA, 2RHO1 PA, 2SX01 PA, 
OCCO1lP, 0VA476Y, 2AF01 PA-A, 2AP07EF, 
2AP10E, 2AP99E. 2DGO1KA, 2SXO1PA-C, 
2SX101A, 2VAOICA, 2VAOICD, 2VA02CA, 2VA

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number:. 5.6-2 

2VA06CB 2DC037 Power Cable For OCCOI E-B, OVAO1 CC, 
OVA02CC, 2AF01PA, 2AP05ED, 2AP05EE, 
2AP05EG, 2AP05ER, 2AP05ES, 2AP05ET, 
2CCO1 PA. 2CVO1PA, 2RHO1 PA, 2SXO1 PA, 
OCCO1 P, 0VA476Y, 2AF01 PA-A, 2AP07EF, 
2APIOE, 2AP99E, 2DG01KA, 2SXO1 PA-C, 
2SX101A, 2VAO1CA, 2VAO1CD, 2VA02CA. 2VA 

2DC038 Power Cable For OCCO1lE-B, OVA01 CC, 
OVA02CC, 2AF01PA, 2AP05ED, 2AP05EE, 
2AP05EG, 2AP05ER, 2AP05ES, 2AP05ET, 
2CCO1 PA, 2CVO1 PA, 2RH101PA, 2SX01PA, 
OCCO1 P, 0VA476Y, 2AF01 PA-A, 2AP07EF, 
2AP1OE, 2AP99E, 2DGO1KA, 2SXO1PA-C, 
2SX101A, 2VAOICA, 2VA01CD, 2VA02CA, 2VA 

2VD01CA 2DC057 Power Cable For 2AP10E, 2VD01CA, 2VPO1CA, 
2VP01 CC, 2AP21 E, 2AP22E, 2AP25E, 2AP26E, 
2AP30E, and 2DCO03E 

2DC058 Power Cable For 2AP1OE, 2VD01CA, 2VPO1CA, 
2VP01 CC, 2AP21E, 2AP22E, 2AP25E, 2AP26E, 
2AP30E. and 2DC03E 

2VPO1CA 2DC057 Power Cable For 2AP10E, 2VDO1CA, 2VP01CA, 
2VP01CC, 2AP21 E. 2AP22E, 2AP25E, 2AP26E, 
2AP30E, and 2DC03E 

2DC058 Power Cable For 2AP1OE, 2VDO1CA, 2VPO1CA, 
2VPO1 CC, 2AP21 E, 2AP22E, 2AP25E, 2AP26E, 
2AP30E, and 2DC03E 

2VP01CC 2DC057 Power Cable For 2AP1OE, 2VDO1CA, 2VPO1CA, 
2VPO1CC, 2AP21 E, 2AP22E, 2AP25E, 2AP26E, 
2AP30E, and 2DCO03E 

2DC058 Power Cable For 2AP10E, 2VD01 CA, 2VPO1CA, 
2VP01CC. 2AP21E. 2AP22E, 2AP25E, 2AP26E, 
2AP30E, and 2DC03E 

2VP063 Control Cable For 2VP01CC 

2VX04C 2VX004 Control Cable For 2VX04C 

2VX04Y 2VE039 Control Cable For 2VX04Y and 2VX05Y 

2VX05Y 2VE039 Control Cable For 2VX04Y and 2VX05Y

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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TABLE 2.4-4 (Cont d)

Affeted quipent Division 11/21
Affected Equipment 
Equipment In Zone 

Fire Zone Number. 7.1-1 

Unit 0 (Common) Components 

NONE 

Unit I Components 

NONE 

Unit 2 Components 

NONE

Equipment 
Description

Divsion 12/22 

Affected Equipment Equipment 
Equipment In Zone Description

NONE 

NONE 

NONE
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Affected Equipment
Affected Equipment 
Equipment In Zone 

Fire Zone Number: 7.1-2 

Unit 0 (Common) Components 

NONE 

Unit I Components 

NONE 

Unit 2 Components 

NONE

Division 11/21 
Equipment 
Description

AMENDMENT 20 
DECEMBER 2002

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

NONE 

NONE 

NONE
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Affected Equipment
Affected Equipment 
Equipment In Zone 

Fire Zone Number. 8.1-0 

Unit 0 (Common) Components 

NONE 

Unit 1 Components 

NONE 

Unit 2 Components 

NONE

DMsion 11/21 
Equipment 
Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

NONE 

NONE 

NONE
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Affected Equipment
Affected Equipment 
Equipment In Zone 

Fire Zone Number 8.2-1 

Unit 0 (Common) Components 

NONE 

Unit I Components 

NONE 

UnIt 2 Components 

NONE

Division 11/21 
Equipment 
Description

AMENDMENT 20 
DECEMBER 2002

Division 12122 
Affected Equipment Equipment 
Equipment In Zone Description

NONE 

NONE 

NONE
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Affeted quipent Divsion 11/21
Affected Equipment 
Equipment In Zone 

Fire Zone Number: 8.2-2 

Unit 0 (Common) Components 

NONE 

Unit I Components 

NONE 

Unit 2 Components 

NONE

Equipment 
Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

NONE 

NONE 

NONE

(Sheet 624)



AMENDMENT 20 
DECEMBER 2002

TABLE 2.4-4 (Cont d)

Division 11121 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 8.3-1

Unit 0 (Common) Components 

NONE

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

NONE

Unit I Components

Diesel Generator Room IA Fire Damper 

Diesel Generator Room 1A Fire Damper 

Power Cable For 1AP07EL 

Control Cable For 1AP07EL 

Power Cable For 1AP14E, 1AP38E, and 1AP42E 

Power Cable For 1AP14E, 1AP38E, and 1AP42E 

Power Cable For 1AP14E, IAP38E, and 1AP42E 

Power Cable For IAP14E, 1AP38E, and 1AP42E 

Power Cable For 1AP14E, 1AP38E, and 1AP42E 

Power Cable For 1 API4E, 1AP38E, and 1AP42E 

Control Cable For IVD23YA, 1VD23YB, 
1VD24YA, and 1VD24YB 
Control Cable For 1VD23YA and 1VD23YB 

Control Cable For 1VD23YA, 1VD23YB, 
1VD24YA, and 1VD24YB 
Control Cable For 1VD23YA and 1VD23YB 

Control Cable For 1VD23YA, 1VD23YB, 
1VD24YA, and 1VD24YB 

Control Cable For 1VD24YA and 1VD24YB 

Control Cable For IVD23YA, 1VD23YB, 
1VD24YA, and 1VD24YB 

Control Cable For 1VD24YA and IVD24YB

1VD16YA 

IVD16YB 

1VD17YA 

1VD17YB

1VD17YA 
1VD17YB 
1C0218 

1C0273 
1C0218 

1 CO273 
1CO218 

1C0274 
1C0218 

1CO274

Diesel Generator Room 1 B Fire Damper 
Diesel Generator Room 1 B Fire Damper 

Control Cable For IVD16YA, IVD16YB, 
1VD17YA, and 1VD17YB 
Control Cable For 1VD16YA and 1VD16YB 

Control Cable For 1VD16YA, 1VD16YB, 
1VD17YA, and IVD17YB 
Control Cable For 1VDI6YA and 1VD16YB 

Control Cable For 1VD16YA, IVD16YB, 
1VD17YA, and IVD17YB 
Control Cable For 1VD17YA and IVD17YB 

Control Cable For IVD16YA, 1VD16YB, 
1VD17YA, and 1VD17YB 
Control Cable For 1VD17YA and 1VD17YB

Unit 2 Components

NONE

(Sheet 625)

BYRON-FPR

1AP07EL 

1AP14E 

1AP38E 

IAP42E 

1VD23YA 

1VD23YB 

1VD24YA 

IVD24YB

IVD24YA 
1VD24YB 
1AP095 
1AP141 
1D0044 
1D0045 
1DC044 
1DC045 
1 DC044 
lDC045 
1C0227 

1C0262 
1CO227 

1CO262 
lC0227 

1 C0263 
lC0227 

1CO263

NONE



AMENDMENT 20 
DECEMBER 2002

TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 8.3-2 

Unit 0 (Common) Components 

NONE

Unit 1 Components

NONE

Division 12/22 

Affected Equipment Equipment 
Equipment In Zone Description

NONE 

NONE

Unit 2 Components

Diesel Generator Room 2A Fire Damper 

Diesel Generator Room 2A Fire Damper 

Power Cable For 2AP07EE 

Control Cable For 2AP07EE 

Power Cable For 2AP1 4E, 2AP38E, and 2AP42E 
Power Cable For 2AP14E, 2AP38E, and 2AP42E 

Power Cable For 2API4E, 2AP38E, and 2AP42E 

Control Cable For 2VD23YA, 2VD23YB, 
2VD24YA, and 2VD24YB 
Control Cable For 2VD23YA and 2VD23YB 

Control Cable For 2VD23YA, 2VD23YB, 
2VD24YA, and 2VD24YB 
Control Cable For 2VD23YA and 2VD23YB 

Control Cable For 2VD23YA, 2VD23YB, 
2VD24YA, and 2VD24YB 
Control Cable For 2VD24YA and 2VD24YB 

Control Cable For 2VD23YA. 2VD23YB, 
2VD24YA, and 2VD24YB 
Control Cable For 2VD24YA and 2VD24YB

2VD16YA 

2VD16YB 

2VD17YA 

2VD17YB

2VD17YA 
2VD17YB 
2CO218 

2CO273 
2CO218 

2CO274 

2CO218 

2CO274 

2CO218 

2CO274

Diesel Generator Room 2B Fire Damper 
Diesel Generator Room 2B Fire Damper 

Control Cable For 2VDI7YA, 2VD16YA, 
2VD16YB, and 2VD17YB 
Control Cable For 2VD16YA 
Control Cable For 2VD17YA, 2VD16YA, 
2VD16YB, and 2VD17YB 
Control Cable For 2VD17YA, 2VD16YB, and 
2VD17YB 
Control Cable For 2VD17YA, 2VD16YA, 
2VD16YB, and 2VD17YB 
Control Cable For 2VD17YA, 2VD16YB, and 
2VD17YB 
Control Cable For 2VDI7YA, 2VD16YA, 
2VD16YB, and 2VD17YB 
Control Cable For 2VD17YA, 2VD16YB, and 
2VD17YB

(Sheet 626)
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2AP07EE 

2AP14E 
2AP38E 
2AP42E 
2VD23YA 

2VD23YB 

2VD24YA 

2VD24YB

2VD24YA 
2VD24YB 
2AP095 
2AP141 
2DC044 
2DC044 
2DC044 
2CO227 

2CO262 
2CO227 

2CO262 
2CO227 

2CO263 
2CO227 

2CO263



BYRON - FPR 

TABLE 2.4-4 (Cent 'd)

Affected Equipment
Affected Equipment 
Equipment In Zone 

Fire Zone Number: 8.4-1 

Unit 0 (Common) Components 

NONE 

Unit I Components 

NONE 

Unit 2 Components 

NONE

Division 11/21 
Equipment 
Description

AMENDMENT 20 
DECEMBER 2002

Division 12/22 

Affected Equipment Equipment 
Equipment In Zone Description

NONE 

NONE 

NONE

(Sheet 627)

K-



Affected Equipment
Affected Equipment 
Equipment In Zone 

Fire Zone Number 8.4-2 

Unit 0 (Common) Components 

NONE 

Unit I Components 

NONE 

Unit 2 Components 

NONE

Division 11/21 
Equipment 
Description

AMENDMENT 20 
DECEMBER 2002BYRON - FPR 

TABLE 2.4-4 (Cont d) 

Affected 
Equipment Equipment 

In Zone
Equipment Description

NONE 

NONE 

NONE

(Sheet 628)
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AMENDMENT 20 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 8.5-1 

Unit 0 (Common) Components

NONE

Unit 1 Components

1VX17Y 
1VX2OY 
1AP095 
1AP141 
1 DC044 
IDC045 
1DC044 
1DC045 
1DC044 
1DC045

Division 12 ESF Swgr Room Fire Damper 
Division 11 ESF Swgr Room Fire Damper 

Power Cable For 1AP07EL 

Control Cable For 1AP07EL 

Power Cable For 1AP14E, 1AP38E, and 1AP42E 

Power Cable For 1AP14E, 1AP38E. and 1AP42E 

Power Cable For 1AP14E, IAP38E, and 1AP42E 

Power Cable For 1 AP14E, IAP38E, and 1AP42E 

Power Cable For IAPN4E. 1AP38E, and 1AP42E 

Power Cable For 1AP14E, 1AP38E, and 1AP42E

Division 12122 
Affected Equipment Equipment 
Equipment In Zone Description

NONE 

NONE

Unit 2 Components

NONE

BYRON-FPR

IAP07EL 

1AP14E 

1AP38E 

1AP42E

NONE

(Sheet 629)



AMENDMENT 20 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number; 8.5-2 

Unit 0 (Common) Components

NONE

Unit I Components 

NONE 

Unit 2 Components

2VX17Y 
2VX20Y 
2AP095 
2AP141 
2DC044 
2DC045 
2DC044 
2DO045 
2DC044 
2DC045

Division 22 ESF Swgr Room Fire Damper 
Division 21 ESF Swgr Room Fire Damper 

Power Cable For 2AP07EE 

Control Cable For 2AP07EE 

Power Cable For 2AP14E, 2AP38E, and 2AP42E 

Power Cable For 2API14E, 2AP38E, and 2AP42E 

Power Cable For 2AP14E, 2AP38E, and 2AP42E 

Power Cable For 2AP14E, 2AP38E, and 2AP42E 

Power Cable For 2AP14E, 2AP38E, and 2AP42E 

Power Cable For 2AP14E, 2AP38E, and 2AP42E

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

NONE 

NONE 

NONE

(Sheet 630)
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AMENDMENT 20 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 8.6-0 

Unit 0 (Common) Components 

NONE

Unit 1 Components

1AP07EL

1VE05Y 
1VE07Y 
1AP141

Unit 2 Components 

2VEO5Y 
2VEO7Y

Division 12 MEER Fire Damper 
Division 11 MEER Fire Damper 

Control Cable For 1IAP07EL 

Division 22 MEER Fire Damper 
Division 21 MEER Fire Damper

DMsion 12122 
Affected Equipment Equipment 
Equipment In Zone Description

NONE 

NONE

NONE

(Sheet 631)
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K-

Affected Equipment
Affected Equipment 
Equipment In Zone 

Fire Zone Number: 8.7A-O 

Unit 0 (Common) Components 

NONE 

Unit I Components 

NONE 

Unit 2 Components 

NONE

DMslon 11/21 
Equipment 
Description

AMENDMENT 20 
DECEMBER 2002

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

NONE 

NONE 

NONE

(Sheet 632)

BYRON - FPR 

TABLE 2.4-4 (Cont 'd)



AMENDMENT 20 
DECEMBER 2002

BYRON -FPR 

TABLE 2.4-4 (Cont 'd)

Affeted quipent Divsion 11A21

Affected Equipment 
Equipment In Zone 

Fire Zone Number. 8.7B-0 

Unit 0 (Common) Components 

NONE 

Unit I Components 

NONE 

Unit 2 Components 

NONE

Equipment 
Description

Division 12122 
Affected Equipment Equipment 
Equipment In Zone Description

NONE 

NONE 

NONE

(Sheet 633)
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AMENDMENT 20 
DECEMBER 2002

TABLE 2.4-4 (Cont d)

Division 11121 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 9.1-1

Unit 0 (Common) Components 

NONE

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

NONE

Unit 1 Components 

NONE

1AP06EE 
IAP06EF 

IDGOIKB

1DG01KB 
1SX169B 

1VD02YA 
1VD02YB 
1VD16YA 
1VD16YB 

1VD17YA 
1VD17YB 
1DG166 
1DG038 
1DG039 
1DG054 
1DG106 
1DG217 
1 DG225 
1DGBBU 
1DG038 
1DG040 
1DG041 
1D0G42 
1 DG049 
1 DG050 
1DG052 
1DG053 
1DG054

Diesel Generator 1B 
Diesel Generator 1¶B Service Water Isolation 
Valve (AO) 
Diesel Generator Room 1 B Return Air Damper 

Diesel Generator Room IB Return Air Damper 

Diesel Generator Room I B Fire Damper 

Diesel Generator Room I1B Fire Damper 

Diesel Generator Room I B Fire Damper 

Diesel Generator Room 1B Fire Damper 

Control Cable For IAP06EE and 1DGO1KB 

Control Cable For 1AP06EF and I1DGO1 KB 

Control Cable For IAP06EF 
Control Cable For 1DGO1KB and 1AP06EF 

Control Cable For 1AP06EF and 1DGO1 KB 

Control Cable For 1AP06EF and 1DG01KB 

Control Cable For 1DG01KB and 1AP06EF 

Power Cable For 1AP06EF and 1DGO1 KB 

Control Cable For 1 AP06EF and 1 DG01 KB 

Control Cable For 1DGO1KB 

Control Cable For 1DGO1KB 

Control Cable For 1DG01 KB 

Power Cable For 1DGO1KB 

Control Cable For 1 DG01 KB 

Control Cable For 1 DG01 KB 

Control Cable For 1DGO1KB 

Control Cable For 1DGO1KB and 1APO6EF

(Sheet 634)
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BYRON -FPR AMENDMENT 20 
DECEMBER 2002 

TABLE 2.4-4 (Cent d)

Division 11M21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 

Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 9.1-1 

1DG058 Control Cable For IDGO1KB 
1 DG059 Control Cable For 1DG01KB 
1DG060 Instrument Cable For I DG01KB 
1DG062 Control Cable For 1 DGO1 KB 
1DG063 Control Cable For 1DGO1KB 
1DG065 Control Cable For IDGOIKB 
1DG066 Control Cable For IDGO1KB 
1DG067 Instrument Cable For 1DGO1 KB 
1DG068 Instrument Cable For 1DGOI1KB 
1DG106 Control Cable For 1AP06EF and IDG01KB 
IDG150 Control Cable For 1DGO1 KB 

IDG151 Control Cable For 1DGO1KB 
1DG156 Control Cable For 1 DG01 KB 
IDG1l59 Control Cable For 1DG01 KB 
1DG166 Control Cable For 1AP06EE and IDG01KB 
1DG177 Control Cable For IDG01KB 
1DG178 Control Cable For IDG01KB 
1DG195 Control Cable For 1DG01KB 
IDG201 Control Cable For 1DGOIKB 
1DG217 Control Cable For 1AP06EF and lDG01KB 
1DG224 Control Cable For 1DGO1KB 
1DG225 Control Cable For 1 DGO1 KB and 1AP06EF 
1DG237 Instrument Cable For 1DG01 KB 

1DG238 Instrument Cable For IDGO1KB 
1DG239 Instrument Cable For 1 DG01KB 
1DG240 Instrument Cable For 1 DGO1KB 
1DGBBU Power Cable For 1AP06EF and 1DGO1 KB 
1D0008 Control Cable For IDGO1KB 

1DO01PB 1 D0006 Power Cable Forl1DOMlPB 
1DO007 Control Cable For 1DO01PB 
1 D0059 Control Cable For 1 DO01PB and 1 DO01PD

(Sheet 635)



BYRON- FPR AMENDMENT 20 
DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment InZone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 9.1-1 
1DOO1PD 1D0009 Power Cable For 1DOW1PD 

1DO010 Control Cable For 1DO01PD 

1DO059 Control Cable For 1DO01PB and IDO01PD 

1SX169B 1SX299 Control Cable For 1SX169B 

1SX300 Control Cable For 1SX169B 

1SX301 Control Cable For 1SX169B 

1VD01CB 1VD007 Power Cable For 1VD01CB 

IVD008 Control Cable For 1VD01CB 

1VD010 Control Cable For IVD01CB 
IVD012 Control Cable For 1VD01CB, IVDO1YA, 

1VDO1YB, 1VD02YA, and 1VD02YB 
1VD077 Control Cable For 1VDO1CB, 1VDO1YA, 

IVDOIYB, 1VD02YA, and 1VD02YB 
1VD079 Control Cable For 1VD01CB, 1VDO1YA, 

1VDOIYB, 1VD02YA, and 1VD02YB 

1VDO1YA 1VD012 Control Cable For 1VD01CB, 1VDO1YA, 
IVDOIYB, 1VD02YA, and 1VD02YB 

1VD024 Instrument Cable For 1VD01YA, 1VD01YB, 
1VD02YA, and IVD02YB 

1VD025 Instrument Cable For 1VD01YA, 1VD01YB, 
1VD02YA. and 1VD02YB 

1VD026 Instrument Cable For 1VD01YA, 1VDO1YB, 
1VD02YA, and 1VD02YB 

1VD027 Instrument Cable For 1VDOIYA, 1VDO1YB, 
1VD02YA, and 1VD02YB 

1VD028 Instrument Cable For 1VDO1YA, 1VD01YB, 
IVD02YA, and 1VDO2YB 

1VD063 Control Cable For 1VDO1YA, 1VD01YB, 
1VD02YA, and 1VDO2YB 

1VD064 Control Cable For 1VD01YA, 1VDO1YB, 
1VD02YA, and 1VD02YB 

1VD065 Control Cable For 1VDO1YA, IVDO1YB.  
1VD02YA, and 1VD02YB 

1VD066 Control Cable For 1VDO1YA. 1VD01YB, 
1VD02YA, and 1VD02YB

(Sheet 636)



BYRON- FPR AMENDMENT 20 

DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

DMsion 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 9.1-1 

1VD067 Control Cable For 1VDO1YA, 1VDO1YB, 
1VD02YA, and 1VDO2YB 

1VD068 Control Cable For IVD01YA. 1VDO1YB, 
IVDO2YA, and 1VD02YB 

1VD076 Control Cable For 1VD01YA, 1VDOIYB, 
1VD02YA, and 1VD02YB 

1VD077 Control Cable For 1VDOICB, 1VD01YA, 
1VDOIYB, 1VD02YA, and 1VD02YB 

1VD079 Control Cable For 1VD01CB, 1VDO1YA, 
IVDO1YB, 1VD02YA, and 1VD02YB 

1VD081 Control Cable For 1VD01YA, 1VDOIYB, 
1VD02YA, and 1VD02YB 

1VD086 Control Cable For 1VD01YA, 1VD01YB, 
1VD02YA, and 1VD02YB 

1VD087 Control Cable For 1VDO1YA, 1VDO1YB, 
IVD02YA, and 1VD02YB 

1VD089 Control Cable For 1VDO1YA, 1VDO1YB, 
1VD02YA, and IVD02YB 

1VD090 Control Cable For IVDO1YA, 1VDO1YB, 
1VDO2YA, and IVDO2YB 

1VD095 Control Cable For 1VDO1YA, 1VDO1YB, 
1VD02YA, and 1VD02YB 

1VD119 Control Cable For 1VDO1YA, 1VDO1YB, 
1VD02YA, and IVD02YB 

1VD120 Control Cable For 1VD01YA, 1VDO1YB, 
1VD02YA, and 1VDO2YB 

1VDO1YB 1VD012 Control Cable For 1VD01CB, 1VD01YA, 
1VDO1YB, 1VD02YA, and 1VD02YB 

1VD024 Instrument Cable For 1VD01YA, 1VDO1 YB, 
1VD02YA, and 1VDO2YB 

1VD025 Instrument Cable For IVDO1YA, 1VDOIYB, 
1VDO2YA. and 1VDO2YB 

1VD026 Instrument Cable For 1VD01YA, 1VDO01YB, 
1VD02YA, and 1VD02YB 

1VD027 Instrument Cable For 1VDO1YA, IVDOIYB, 
1VD02YA, and 1VD02YB

(Sheet 637)



BYRON - FPR AMENDMENT 20 

DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 9.1-1 

1VD028 Instrument Cable For 1VDOIYA, 1VDOI YB, 
1VD02YA. and 1VD02YB 

1VD063 Control Cable For 1VDO1YA, IVD01YB, 
1VD02YA, and 1VD02YB 

1VD064 Control Cable For 1VD01YA, 1VDO1 YB, 
IVD02YA, and 1VD02YB 

1VD065 Control Cable For 1VD01YA, 1VD01YB, 
1VD02YA, and 1VD02YB 

1VD066 Control Cable For IVDO1YA, 1VDO1YB, 
1VD02YA, and 1VD02YB 

1VD067 Control Cable For 1VDO1YA, 1VDOIYB, 
1VD02YA, and 1VD02YB 

1VD068 Control Cable For 1VD01YA, 1VD01YB, 
IVD02YA, and 1VD02YB 

1VD076 Control Cable For 1VDOIYA, IVDO1YB, 
1VD02YA, and IVD02YB 

1VD077 Control Cable For 1VDO1CB. 1VDO1YA, 
1VDOIYB, 1VDO2YA, and 1VD02YB 

1VD079 Control Cable For 1VDOICB, 1VDO1YA, 
1VDO1YB, 1VD02YA, and IVD02YB 

1VD081 Control Cable For 1VDO1YA, IVD01YB, 
1VD02YA, and 1VD02YB 

1VD086 Control Cable For 1VDO1YA, 1VDO1YB, 
1VDO2YA, and 1VDO2YB 

1VD087 Control Cable For 1VD01YA. 1VD01YB, 
1VD02YA, and 1VDO2YB 

1VD089 Control Cable For 1VD01YA. 1VDO1YB, 
1VD02YA, and 1VD02YB 

1VD090 Control Cable For IVDO1YA, 1VDO1YB, 
1VD02YA, and 1VDO2YB 

1VD095 Control Cable For 1VDOIYA, IVD01YB, 
IVD02YA, and 1VD02YB 

1VD119 Control Cable For 1VDO1YA, IVDOIYB, 
1VD02YA, and 1VD02YB 

1VD120 Control Cable For IVDO1YA, IVDO1YB, 
1VDO2YA, and 1VD02YB

(Sheet 638)



BYRON - FPR AMENDMENT 20 
DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 9.1-1 

1VD02YA 1VD012 Control Cable For 1VDOICB, 1VDO1YA, 
1VDO1YB, 1VD02YA, and 1VD02YB 

1VD024 Instrument Cable For 1VDO1YA, IVDO1YB, 
1VD02YA, and 1VD02YB 

1VD025 Instrument Cable For 1VD01YA, IVDO1YB, 
1VD02YA, and IVD02YB 

1VD026 Instrument Cable For 1VD01YA, 1VD01YB, 
IVD02YA, and IVD02YB 

1VD027 Instrument Cable For 1VDO1YA, 1VD01YB, 
1VD02YA, and 1VD02YB 

1VD028 Instrument Cable For IVDO1YA, 1VDO1YB, 
1VD02YA, and IVD02YB 

1VD063 Control Cable For 1VDO1YA, WVIDOYB, 
1VD02YA, and 1VD02YB 

1VD064 Control Cable For 1VD01YA, 1VDO1YB, 
1VD02YA, and IVD02YB 

1VD065 Control Cable For 1VD01YA, 1VD01YB, 
1VD02YA, and 1VD02YB 

1VD066 Control Cable For 1VD01YA, 1VD01YB, 
1VD02YA, and 1VD02YB 

1VD067 Control Cable For 1VD01YA, 1VD01YB, 
1VD02YA, and 1VD02YB 

1VD068 Control Cable For 1VD01YA, 1VDO0YB, 
1VD02YA, and 1VD02YB 

1VD076 Control Cable For 1VD01YA, 1VDOIYB, 
1VD02YA, and IVD02YB 

1VD077 Control Cable For 1VD01CB, 1VD01YA, 
IVDO1YB, 1VD02YA. and 1VD02YB 

1VD079 Control Cable For 1VDO1CB, 1VD01YA, 
1VDO1YB, 1VD02YA, and 1VD02YB 

1VD081 Control Cable For 1VDO1YA, 1VDO1YB, 
1VD02YA, and 1VD02YB 

1VD086 Control Cable For 1VD01YA, 1VDOIYB, 
1VD02YA, and 1VD02YB 

1VD087 Control Cable For 1VDO1YA, 1VDO1YB, 
1VD02YA, and 1VD02YB

(Sheet 639)



BYRON- FPR AMENDMENT 20 

DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12122 

Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 9.1-1 
1VD089 Control Cable For 1VD01YA, 1VDO0YB, 

1VD02YA, and 1VD02YB 

1VD090 Control Cable For 1VDOIYA, 1VDO1YB, 
1VD02YA, and 1VD02YB 

1VD095 Control Cable For 1VD01YA, IVD01YB, 
1VD02YA, and 1VD02YB 

1VD119 Control Cable For 1VD01YA, 1VD01YB, 
1VD02YA, and 1VD02YB 

1VD120 Control Cable For 1VD01YA, IVD01YB, 
1VDO2YA, and 1VD02YB 

1VDO2YB 1VD012 Control Cable For IVDO1CB, IVDO1YA, 
1VD01YB, 1VD02YA, and 1VD02YB 

1VD024 Instrument Cable For 1VDOIYA, 1VDO1YB.  
1VD02YA, and 1VD02YB 

1VD025 Instrument Cable For IVDO1YA, 1VD01YB, 
1VD02YA. and 1VD02YB 

1VD026 Instrument Cable For 1VD01YA, IVD01YB, 
1VD02YA, and 1VD02YB 

1VD027 Instrument Cable For 1VDO1YA, 1VDO1YB, 
1VD02YA, and 1VD02YB 

1VD028 Instrument Cable For 1VDO1YA, 1VD01YB, 
1VD02YA, and 1VD02YB 

1VD063 Control Cable For 1VD01YA, 1VDO1YB, 
1VD02YA, and 1VD02YB 

1VD064 Control Cable For IVDO1YA, 1VD01YB, 
IVD02YA, and 1VD02YB 

1VD065 Control Cable For 1VD01YA, 1VDO1YB, 
1VD02YA, and 1VD02YB 

1VD066 Control Cable For 1VD01YA. 1VDO1YB, 
1VD02YA, and 1VD02YB 

1VD067 Control Cable For 1VDO1YA, 1VD01YB, 
IVD02YA, and 1VD02YB 

1VD068 Control Cable For 1VD01YA, 1VD01YB, 

1VD02YA, and 1VD02YB 

1VD076 Control Cable For 1VDO1YA, 1VD01YB, 
1VDO2YA. and IVD02YB

(Sheet 640)



BYRON -FPRAMENDMENT 
20 

DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

Fire Zone Number: 9.1-1 
1VD077 Control Cable For 1VDOICB, 1VDO1YA, 

1VD01YB, 1VD02YA, and 1VD02YB 

1VD079 Control Cable For 1VD01CB, 1VD01YA, 
1VD01YB, 1VD02YA, and 1VD02YB 

1VD08i Control Cable For IVDO1YA, IVD01YB, 
IVD02YA, and IVD02YB 

1VD086 Control Cable For 1VD01YA, 1VDO1YB, 
1VD02YA, and 1VD02YB 

1VD087 Control Cable For 1VDOIYA. IVD01YB, 
1VD02YA, and 1VD02YB 

1VD089 Control Cable For 1VDO1YA, 1VDO1YB, 
1VD02YA. and 1VD02YB 

IVD090 Control Cable For 1VDO1YA, 1VD01YB, 
1VD02YA, and 1VD02YB 

1VD095 Control Cable For IVD01YA, 1VDOIYB, 
1VD02YA, and 1VD02YB 

1VD19 Control Cable For 1VDOIYA, 1VDOIYB, 
1VD02YA, and 1VD02YB 

1VD120 Control Cable For 1VD01YA. 1VDOIYB, 
1VD02YA, and IVD02YB 

1VD16YA 1CO273 Control Cable For 1VD16YA and 1VD16YB 

1VD16YB 1CO273 Control Cable For 1VD16YA and 1VD16YB 

1VD17YA 1C0274 Control Cable For 1VD17YA and 1VD17YB 

1VD17YB 1CO274 Control Cable For 1VD17YA and 1VD17YB 

Unit 2 Components 

NONE 
NONE
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TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12122 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number 9.1-2 

Unit 0 (Common) Components 

NONE 
NONE 

Unit 1 Components 

NONE 
NONE 

Unit 2 Components 

NONE 
2DG01KB Diesel Generator 2B 

2SX169B Diesel Generator 2B Service Water Isolation 
Valve (AO) 

2VD02YA Diesel Generator Room 2B Return Air Damper 

2VD02YB Diesel Generator Room 2B Return Air Damper 

2VD16YA Diesel Generator Room 2B Fire Damper 

2VD16YB Diesel Generator Room 2B Fire Damper 

2VD17YA Diesel Generator Room 2B Fire Damper 

2VD17YB Diesel Generator Room 2B Fire Damper 

2AP06ER 2DG038 Control Cable For 2AP06ER and 2DG01 KB 

2DG039 Control Cable For 2AP06ER 

2DG054 Control Cable For 2DG01 KB and 2AP06ER 

2DG106 Control Cable For 2AP06ER and 2DG01 KB 

2DG217 Control Cable For 2AP06ER and 2DG01 KB 

2DG225 Control Cable For 2DG01 KB and 2AP06ER 

2DGBBU Power Cable For 2AP06ER and 2DG01 KB 

2AP06ES 2DG166 Control Cable For 2AP06ES and 2DG01 KB 

2DG01KB 2DG038 Control Cable For 2AP06ER and 2DG01 KB 

2DG040 Control Cable For 2DG01 KB 

2DG041 Control Cable For 2DG01 KB 

2DG042 Control Cable For 2DG01 KB 

2DG049 Power Cable For 2DG01KB 

2DG050 Control Cable For 2DG01KB
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TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 9.1-2 
2DG052 Control Cable For 2DGO1KB 

2DG053 Control Cable For 2DGO1 KB 

2DG054 Control Cable For 2DG01 KB and 2AP06ER 

2DG058 Control Cable For 2DGO1 KB 

2DG059 Control Cable For 2DG01 KB 

2DG060 Instrument Cable For 2DG01 KB 

2DG062 Control Cable For 2DGO1KB 

2DG063 Control Cable For 2DG01 KB 

2DG065 Control Cable For 2DG01 KB 

2DG066 Control Cable For 2DGO1 KB 

2DG067 Instrument Cable For 2DG01 KB 

2DG068 Instrument Cable For 2DG01KB 

2DG106 Control Cable For 2AP06ER and 2DG01KB 

2DG150 Control Cable For 2DG01KB 

2DG 151 Control Cable For 2DG01 KB 

2DG156 Control Cable For 2DGO1KB 

2DG159 Control Cable For 2DGO1KB 

2DG166 Control Cable For 2AP06ES and 2DG01KB 

2DG177 Control Cable For 2DG01KB 

2DG 178 Control Cable For 2DG01KB 

2DG195 Control Cable For 2DGO1KB 

2DG201 Control Cable For 2DGO1 KB 

2DG217 Control Cable For 2AP06ER and 2DG01KB 

2DG224 Control Cable For 2DG01KB 

2DG225 Control Cable For 2DGOIKB and 2AP06ER 

2DGBBU Power Cable For 2AP06EA and 2DGO1 KB 

2DO008 Control Cable For 2DG01 KB 

2DO01PB 2DO007 Control Cable For 2DO01 PB 

2DO059 Control Cable For 2DO01 PB and 2DO01 PD 

2DO01 PD 2DO009 Power Cable For 2DO01 PD 

2DO010 Control Cable For 2DO01 PD
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TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

DMsion 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number. 9.1-2 

2DO059 Control Cable For 2DO01 PB and 2DO01 PD 

2SX169B 2SX299 Control Cable For 2SX169B 

2SX300 Control Cable For 2SX1 69B 

2SX301 Control Cable For 2SX169B 

2VD01CB 2VD008 Control Cable For 2VDO1CB 

2VDO1O Control Cable For 2VD01CB 

2VD012 Control Cable For 2VD01CB, 2VDO1YA, 
2VD01YB, 2VD02YA, and 2VDO2YB 

2VD077 Control Cable For 2VD01CB, 2VDO1YA, 
2VDO1YB, 2VD02YA, and 2VD02YB 

2VD079 Control Cable For 2VDO1 CB, 2VD01YA, 
2VD01YB, 2VD02YA, and 2VD02YB 

2VDO1YA 2VD012 Control Cable For 2VDOICB, 2VDO1YA, 
2VDO1YB, 2VD02YA, and 2VD02YB 

2VD024 Instrument Cable For 2VD01YA, 2VDO1YB, 
2VDO2YA. and 2VD02YB 

2VD025 Instrument Cable For 2VDO1YA, 2VDO1YB, 
2VDO2YA. and 2VDO2YB 

2VD026 Instrument Cable For 2VDO1YA, 2VD01 YB, 
2VD02YA, and 2VD02YB 

2VD027 Instrument Cable For 2VD01YA, 2VDO1 YB, 
2VD02YA, and 2VD02YB 

2VD028 Instrument Cable For 2VDOIYA, 2VD01YB, 
2VD02YA, and 2VD02YB 

2VD063 Control Cable For 2VD01YA, 2VDO1YB, 
2VD02YA, and 2VD02YB 

2VD064 Control Cable For 2VDO1YA, 2VDO1YB, 
2VD02YA, and 2VDO2YB 

2VD065 Control Cable For 2VDO1YA, 2VDO1YB, 
2VD02YA, and 2VD02YB 

2VD066 Control Cable For 2VDO1YA, 2VD01YB, 
2VD02YA, and 2VD02YB 

2VD067 Control Cable For 2VDO1YA, 2VD01YB, 
2VDO2YA, and 2VDO2YB 

2VD068 Control Cable For 2VD01YA, 2VD01YB, 
2VD02YA, and 2VD02YB
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number. 9.1-2 
2VD076 Control Cable For 2VD01 YA, 2VDO1 YB, 

2VD02YA, and 2VD02YB 

2VD077 Control Cable For 2VDO1CB, 2VDO1YA, 
2VDO1YB, 2VDO2YA, and 2VD02YB 

2VD079 Control Cable For 2VD01CB, 2VD01YA, 
2VD01YB, 2VD02YA. and 2VD02YB 

2VD081 Control Cable For 2VDO1YA, 2VDO1YB, 
2VDO2YA, and 2VDO2YB 

2VD086 Control Cable For 2VD01YA, 2VDO1YB, 
2VD02YA, and 2VD02YB 

2VD087 Control Cable For 2VDO1YA, 2VDO1YB, 
2VD02YA, and 2VD02YB 

2VD089 Control Cable For 2VDO1YA, 2VD01YB, 
2VD02YA, and 2VD02YB 

2VD090 Control Cable For 2VDO1YA, 2VD01YB, 
2VD02YA, and 2VD02YB 

2VD095 Control Cable For 2VDO1YA, 2VD01YB, 
2VD02YA, and 2VD02YB 

2VD1 19 Control Cable For 2VD01YA, 2VD01YB, 
2VD02YA, and 2VD02YB 

2VD120 Control Cable For 2VDO1YA, 2VDO1YB, 
2VDO2YA, and 2VDO2YB 

2VDO1YB 2VD012 Control Cable For 2VDO1CB, 2VD01YA, 
2VDO1YB, 2VD02YA, and 2VD02YB 

2VD024 Instrument Cable For 2VD01YA. 2VD01YB, 
2VD02YA. and 2VD02YB 

2VD025 Instrument Cable For 2VDO1YA, 2VDO1YB, 
2VD02YA, and 2VD02YB 

2VD026 Instrument Cable For 2VDO1YA, 2VDOIYB, 
2VDO2YA, and 2VD02YB 

2VD027 Instrument Cable For 2VDO1YA, 2VDO1 YB.  
2VD02YA, and 2VD02YB 

2VD028 Instrument Cable For 2VDO1YA, 2VD01 YB, 
2VD02YA, and 2VD02YB 

2VD063 Control Cable For 2VDO1YA, 2VD01 YB, 
2VD02YA, and 2VD02YB
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12122 
Affected Equipment Equipment 

Equipment In Zone Description

Fire Zone Number: 9.1-2 
2VD064 Control Cable For 2VDO1YA, 2VDO1YB, 

2VD02YA, and 2VD02YB 

2VD065 Control Cable For 2VDO1YA, 2VD01 YB, 
2VD02YA, and 2VD02YB 

2VD066 Control Cable For 2VDOIYA, 2VDOIYB, 
2VD02YA, and 2VD02YB 

2VD067 Control Cable For 2VDO1YA, 2VDO1YB, 
2VD02YA, and 2VD02YB 

2VD068 Control Cable For 2VD01YA, 2VDO1YB, 
2VD02YA, and 2VD02YB 

2VD076 Control Cable For 2VD01YA, 2VDOIYB, 
2VD02YA, and 2VD02YB 

2VD077 Control Cable For 2VDO1CB, 2VD01YA, 
2VDO1YB, 2VD02YA, and 2VD02YB 

2VD079 Control Cable For 2VDOICB, 2VDO1YA, 
2VDOIYB, 2VD02YA, and 2VDO2YB 

2VD081 Control Cable For 2VD01YA, 2VDO1YB, 
2VD02YA, and 2VD02YB 

2VD086 Control Cable For 2VDOIYA, 2VDO1YB, 
2VDO2YA, and 2VD02YB 

2VD087 Control Cable For 2VDOIYA. 2VD01YB, 
2VD02YA, and 2VD02YB 

2VD089 Control Cable For 2VD01YA, 2VDO1YB, 
2VD02YA, and 2VD02YB 

2VD090 Control Cable For 2VDO1YA, 2VDO1YB, 
2VDO2YA, and 2VD02YB 

2VD095 Control Cable For 2VD01YA, 2VDO1 YB, 
2VD02YA, and 2VD02YB 

2VD1l19 Control Cable For 2VD01YA, 2VDO1 YB, 
2VD02YA, and 2VD02YB 

2VD120 Control Cable For 2VDO1YA, 2VD01 YB, 
2VD02YA, and 2VDO2YB 

2VD02YA 2VD012 Control Cable For 2VD01CB, 2VDO1YA, 
2VDO1YB, 2VD02YA, and 2VDO2YB 

2VO024 Instrument Cable For 2VDO1YA, 2VDO1YB, 
2VDO2YA, and 2VD02YB
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TABLE 2.4-4 (Cont 'd)

Divsion 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number, 9.1-2 

2VD025 Instrument Cable For 2VDO1YA, 2VDO1YB, 
2VD02YA, and 2VD02YB 

2VD026 Instrument Cable For 2VDO1YA, 2VD01YB, 
2VD02YA, and 2VD02YB 

2VD027 Instrument Cable For 2VDOIYA, 2VDO1YB, 
2VD02YA. and 2VD02YB 

2VD028 Instrument Cable For 2VD01YA, 2VDO1YB, 
2VD02YA, and 2VD02YB 

2VD063 Control Cable For 2VD01YA. 2VDO1YB, 
2VD02YA. and 2VD02YB 

2VD064 Control Cable For 2VD01YA, 2VD01YB, 
2VD02YA, and 2VD02YB 

2VD065 Control Cable For 2VD01YA, 2VDO1YB, 
2VDO2YA, and 2VD02YB 

2VD066 Control Cable For 2VDO1YA, 2VD01YB, 
2VD02YA, and 2VD02YB 

2VD067 Control Cable For 2VD01YA, 2VD01 YB, 
2VD02YA, and 2VD02YB 

2VD068 Control Cable For 2VDO1YA, 2VDOIYB, 
2VD02YA, and 2VD02YB 

2VD076 Control Cable For 2VDO1YA, 2VDO1 YB, 
2VD02YA, and 2VD02YB 

2VD077 Control Cable For 2VDO1CB, 2VDO1YA, 
2VD01YB. 2VD02YA, and 2VD02YB 

2VD079 Control Cable For 2VD01CB, 2VD01YA, 
2VDO1YB, 2VD02YA, and 2VD02YB 

2VD081 Control Cable For 2VD01YA, 2VDO1YB, 
2VD02YA, and 2VD02YB 

2VD086 Control Cable For 2VDO1YA, 2VDO1YB, 
2VDO2YA, and 2VDO2YB 

2VD087 Control Cable For 2VDO1YA. 2VD01 YB, 
2VD02YA, and 2VD02YB 

2VD089 Control Cable For 2VD01YA, 2VDO1 YB, 
2VD02YA, and 2VD02YB 

2VD090 Control Cable For 2VD01 YA, 2VDO1YB, 
2VD02YA, and 2VD02YB
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number. 9.1-2 

2VD095 Control Cable For 2VDOIYA, 2VDO1YB, 
2VD02YA, and 2VD02YB 

2VD119 Control Cable For 2VD01YA, 2VDO1IYB, 
2VD02YA, and 2VD02YB 

2VD120 Control Cable For 2VD01YA, 2VDOIYB, 
2VD02YA, and 2VD02YB 

2VD02YB 2VD012 Control Cable For 2VD01CB, 2VD01YA, 
2VDO1YB, 2VD02YA, and 2VD02YB 

2VD024 Instrument Cable For 2VDO1YA, 2VDO1YB, 
2VD02YA, and 2VD02YB 

2VD025 Instrument Cable For 2VDO1YA, 2VD01YB, 
2VD02YA, and 2VD02YB 

2VD026 Instrument Cable For 2VDO1 YA, 2VD01 YB, 
2VD02YA, and 2VD02YB 

2VD027 Instrument Cable For 2VD01YA. 2VD01YB, 
2VD02YA. and 2VD02YB 

2VD028 Instrument Cable For 2VD01YA. 2VDO1 YB, 
2VD02YA, and 2VD02YB 

2VD063 Control Cable For 2VDO1YA, 2VDO1YB, 
2VD02YA, and 2VD02YB 

2VD064 Control Cable For 2VD01YA, 2VD01YB, 
2VDO2YA, and 2VD02YB 

2VD065 Control Cable For 2VD01YA, 2VD01 YB, 
2VD02YA, and 2VD02YB 

2VD066 Control Cable For 2VD01YA, 2VDO1 YB, 
2VDO2YA, and 2VDO2YB 

2VD067 Control Cable For 2VD01YA, 2VDO1YB, 
2VD02YA, and 2VD02YB 

2VD068 Control Cable For 2VDO1YA, 2VD01 YB, 
2VD02YA, and 2VD02YB 

2VD076 Control Cable For 2VDO1YA, 2VDO1 YB.  
2VD02YA, and 2VD02YB 

2VD077 Control Cable For 2VDO1CB, 2VDOIYA, 
2VDO1YB, 2VD02YA, and 2VD02YB 

2VD079 Control Cable For 2VDO1CB, 2VDO1YA, 
2VD01YB. 2VD02YA, and 2VD02YB
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 9.1-2

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description 

2VD081 Control Cable For 2VDO1YA, 2VD01 YB, 
2VD02YA, and 2VD02YB 

2VD086 Control Cable For 2VD01YA, 2VD01 YB, 
2VD02YA, and 2VD02YB 

2VD087 Control Cable For 2VD01YA, 2VD01YB, 
2VD02YA, and 2VD02YB 

2VD089 Control Cable For 2VD01YA, 2VDO1YB, 
2VD02YA, and 2VD02YB 

2VD090 Control Cable For 2VDO1YA, 2VD01 YB, 
2VD02YA, and 2VD02YB 

2VD095 Control Cable For 2VD01YA, 2VDO1 YB.  
2VD02YA, and 2VD02YB 

2VD119 Control Cable For 2VDO1YA, 2VDO1YB, 
2VD02YA, and 2VD02YB 

2VD120 Control Cable For 2VDO1YA, 2VDO1YB, 
2VD02YA, and 2VD02YB 

2VD16YB 2CO274 Control Cable For 2VD17YA, 2VD16YB, and 
2VD17YB 

2VD17YA 2CO274 Control Cable For 2VD17YA, 2VD16YB, and 
2VD17YB 

2VD17YB 2CO274 Control Cable For 2VD17YA. 2VD16YB, and 
2VD17YB
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