
BYRON- FPR AMENDMENT 20 
DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 3.2C-1 

UnIt 0 (Common) Components 

NONE OCCO1E-C ICCO16 Control Cable For OCCO1 E-C and 1 CCO1 PB 

1CCO30 Control Cable For OCCO1 E-C 
1CC175 Control Cable For OCCO1E-C 

IEF043 Control Cable For OCCO1E-C 

OSX02PB 1DC184 Control Cable For OSX02PB, 1AF005E, 
1AF005F, IAF005G, 1AF005H. IAF01PB, 
1MSOO1A-DIV12, 1MS001B-DIV12, 1MSOOIC
DIV12, 1MSOO1D-DIV12, 1AF01PB-A, 1AF01PB
C, and 1SX173 

ISX097 Control Cable For OSX02PB 
ISX203 Control Cable For OSX02PB 
1SX204 Control Cable For OSX02PB 

1SX268 Control Cable For OSX02PB 

0SX146 1SX089 Control Cable For 0SX146 

OSX157A 1SX085 Control Cable For OSXI157A 

OSX157B 2SX085 Control Cable For OSXI57B 

OSX162B 1SX169 Control Cable For OSX162B 
1SX170 Control Cable For 0SX162B 
1SX346 Control Cable For OSXI162B 

OSX162D 2SX169 Control Cable For OSX162D 
OSX163E 1SX161 Control Cable For OSX163E 

0SX163F 1SX165 Control Cable For OSX163F 

OSX163G 2SX161 Control Cable For OSXI63G 
0SX163H 2SX165 Control Cable For OSX163H 

OVAO1CB 1VAOIO Control Cable For OVA01CB 
1VA011 Control Cable For OVA01CB 
1VA023 Control Cable For OVA01CB and OVA02CB 

1VA037 Control Cable For OVA01CB and 0VA475Y 

1VA739 Control Cable For OVA01CB and OVA02CB 

OVA02CB 1VA020 Control Cable For OVA02CB
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1VA023 Control Cable For OVA01 CB and OVA02CB 

1VA033 Control Cable For OVA02CB and 0VA475Y 

1VA739 Control Cable For OVA01CB and OVA02CB 

1VA799 Control Cable For OVA02CB 

0VA475Y 1VA024 Control Cable For 0VA475Y 

1VA025 Control Cable For 0VA475Y 
1VA031 Control Cable For 0VA475Y 

1VA033 Control Cable For OVA02CB and 0VA475Y 

1VA035 Control Cable For 0VA475Y 

1VA037 Control Cable For OVAO1CB and 0VA475Y 
1VA129 Control Cable For 0VA475Y 

1VA794 Control Cable For 0VA475Y 

OVC01CB 1VC059 Power Cable For OVC01CB 
1VC063 Control Cable For OVCO1CB, 0VC217Y, 

0VC282Y, OVCO1Y, OVC02CB, OVCO3Y, 
OVC044Y, OVC16Y, OVC172Y, OVC175Y, and 
OVC182Y 

1VC071 Control Cable For OVCOICB, 0VC282Y, 
oVCO1Y, OVC03Y, OVC044Y, OVC16Y, and 
OVC172Y 

1VC119 Control Cable For OVC01CB, OVCOIY, 
OVC02CB, OVC02Y., OVC03Y, OVC044Y, 
OVC04Y, OVC1 6Y, OVCI172Y. OVC175Y, 
OVC182Y, OVC217Y, and 0VC282Y 

OVCOIY 1VC036 Control Cable For OVC282Y, OVCO1Y, OVC03Y, 
OVC044Y, OVC16Y, and OVC172Y 

1VC039 Control Cable For 0VC282Y. OVCO1Y, OVC02Y, 
OVC03Y, OVC044Y, OVC04Y, OVC16Y, and 
OVC172Y 

1 VCD60 Control Cable For 0VC282Y. OVC01 0. OVC02Y, 
OVC03Y, OVC044Y, OVC04Y, OVC16Y, and 
OVC172Y
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Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description 

1VC063 Control Cable For OVC01CB, OVC217Y, 
0VC282Y, OVCO0Y, OVC02CB, OVC03Y, 
OVCo44Y, OVC16Y. OVC172Y, OVC175Y. and 
OVC182Y 

1VC065 Control Cable For OVC282Y, OVC01Y, 
OVC02CB, OVCo3Y, OVC044Y, OVC16Y, and 
OVC172Y 

1VC066 Control Cable For 0VC282Y, OVCO1Y. OVC02Y, 
oVCo3Y, 0VC044Y, 0VC04Y, OVC16Y, and 
OVC172Y 

1VC069 Control Cable For 0VC282Y, OVC01Y.  
OVC02CB, OVC03Y. OVCO44Y, OVC16Y. and 
OVC172Y 

1VC070 Control Cable For 0VC282Y, OVC01Y, 
oVCO2CB, OVC03Y, OVC044Y, OVC16Y. and 
OVC172Y 

1VC071 Control Cable For OVCO1CB, 0VC282Y, 
OVCO1Y, OVC03Y, OVC044Y, OVC1B6Y, and 
OVC172Y 

1VC076 Control Cable For 0VC282Y, OVC01Y, OVC02Y, 
OVC03Y, OVC044Y, OVC04Y. OVC16Y, and 
OVC172Y 

1VCI19 Control Cable For OVCOICB, OVCO1Y, 
OVC02CB, OVC02Y, OVC03Y. 0VC044Y.  
OVC04Y, OVC16Y, OVC172Y, OVC175Y, 
OVC182Y. OVC217Y. and 0VC282Y 

1VC614 Control Cable For OVC02CB, OVC282Y, 
OVCO1Y, OVC02Y, OVC03Y, OVC044Y, OVC04Y, 
OVC16Y, and OVC172Y 

OVC02CB 1VC063 Control Cable For OVC01CB, OVC217Y, 
0VC282Y, OVC01Y, OVC02CB, OVC03Y, 
OVC044Y, OVC16Y, OVC172Y, OVC175Y. and 
OVC182Y 

1VC065 Control Cable For 0VC282Y, OVC01VY, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 
OVC172Y 

1VC067 Power Cable For OVC02CB
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Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description 

1VC069 Control Cable For 0VC282Y, OVC01 Y, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 
0VC172Y 

1VC070 Control Cable For 0VC282Y, 0VC01Y, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 
OVC172Y 

1VC072 Control Cable For OVC02CB 

1VC077 Control Cable For OVC282Y, OVC02CB, and 
OVC16Y 

1VC096 Control Cable For 0VC282Y, OVC02CB, and 
OVC16Y 

1VCl19 Control Cable For OVCO1CB, OVCO1Y, 
OVCO2CB, OVC02Y, 0VC03Y, OVC044Y, 
OVC04Y, OVC16Y, 0VC172Y, OVC175Y, 
OVC182Y, OVC217Y, and 0VC282Y 

1VC614 Control Cable For OVC02CB, 0VC282Y, 
OVC01Y, OVC02Y, 0VC03Y, OVC044Y, OVC04Y, 
OVC16Y, and OVC172Y 

OVC02Y 1 PR067 Power Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 

1VC039 Control Cable For 0VC282Y, OVCO1Y, OVC02Y, 
OVC03Y, OVC044Y, OVC04Y, OVC16Y, and 
OVC172Y 

1VC060 Control Cable For OVC282Y, OVCO1Y, OVCO2Y, 
OVC03Y, OVC044Y, OVC04Y. OVC16Y, and 
OVC172Y 

1VC066 Control Cable For 0VC282Y, OVCO1Y, OVC02Y, 
OVC03Y, 0VC044Y, OVC04Y, OVC16Y, and 
OVC172Y 

1VC076 Control Cable For OVC282Y, OVC01Y, OVC02Y, 
OVC03Y, OVC044Y, OVC04Y, OVC16Y. and 
OVC172Y 

1VC081 Control Cable For OVC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 

1VC119 Control Cable For OVCO1CB, OVCO1Y, 
OVC02CB, OVC02Y, OVC03Y, OVC044Y, 
OVC04Y, OVC16Y, OVC172Y, OVC1175Y, 
OVC182Y, OVC217Y, and 0VC282Y
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Division 12122 
Affected Equipment Equipment 
Equipment In Zone Description 

1VC579 Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y. and OVC16Y 

1VC580 Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 

1VC614 Control Cable For OVC02CB, 0VC282Y, 
OVCO1Y, 0VC02Y, OVC03Y, OVC044Y, OVC04Y, 
OVC16Y, and OVC172Y 

1VC723 Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 

OVC03Y 1PR067 Power Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y. and OVC16Y 

1VC036 Control Cable For 0VC282Y, OVCO1Y, OVC03Y, 
OVC044Y, OVC16Y, and OVC172Y 

1VC039 Control Cable For 0VC282Y, OVCO1Y, OVC02Y, 
OVC03Y, OVC044Y, OVC04Y, OVC16Y, and 
OVC172Y 

1VC060 Control Cable For 0VC282Y, OVCO1 Y, OVC02Y, 
0VC03Y, OVC044Y, OVC04Y, OVC16Y, and 
OVC172Y 

1VC063 Control Cable For OVCO1CB, OVC217Y, 
0VC282Y, OVC01Y, OVC02CB, OVC03Y, 
OVC044Y, OVC16Y, OVC172Y, OVC175Y, and 
OVC1 82Y 

1VC065 Control Cable For 0VC282Y, OVC01Y, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 
OVC172Y 

IVC066 Control Cable For 0VC282Y, OVC01Y, OVC02Y, 
OVC03Y, OVC044Y, OVC04Y, OVC16Y, and 
OVC172Y 

1VC069 Control Cable For 0VC282Y, OVC01Y, 
OVC02CB, OVC03Y. OVC044Y, OVC16Y, and 
OVC172Y 

1VC070 Control Cable For 0VC282Y, OVC01VY, 
OVCO2CB, OVCO3Y, OVCO44Y, OVC16Y, and 
OVC172Y 

1VC071 Control Cable For OVCOICB, OVC282Y, 
OVCO1Y, OVC03Y, OVCO44Y, OVC16Y, and 
OVC172Y
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1VC076 Control Cable For 0VC282Y, OVC01Y, OVC02Y, 
OVC03Y, OVC044Y, OVC04Y, OVC16Y, and 
OVC172Y 

1VC081 Control Cable For OVC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 

IVC119 Control Cable For 0VC01CB. OVC01Y, 
OVC02CB, OVC02Y, OVC03Y, OVC044Y, 
OVC04Y, OVC16Y, OVC172Y, OVC175Y, 
OVC182Y, OVC217Y, and 0VC282Y 

1VC579 Control Cable For OVC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 

1VC580 Control Cable For OVC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 

1VC614 Control Cable For OVC02CB, OVC282Y, 
0VCO1Y, OVC02Y, OVC03Y, OVC044Y, OVC04Y.  
OVC16Y, and 0VC172Y 

1VC723 Control Cable For 0VC282Y, OVC02Y. OVCO3Y, 
OVC044Y, OVC04Y, and OVC16Y 

OVC044Y 1PRO67 Power Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 

1PR068 Power Cable For 0VC282Y, OVC044Y, and 
OVC16Y 

1VC036 Control Cable For 0VC282Y, OVCO1Y, OVC03Y, 
0VC044Y, OVC16Y, and OVC172Y 

1VC039 Control Cable For 0VC282Y, OVCOIY, OVC02Y, 
OVC03Y, OVC044Y, OVC04Y, OVC16Y, and 
OVC172Y 

1VC060 Control Cable For 0VC282Y, OVC01 Y, OVC02Y, 
OVC03Y, OVC044Y, OVC04Y, OVC1 6Y, and 
OVC172Y 

1VC063 Control Cable For OVCO1CB. OVC217Y, 
0VC282Y, OVCO1Y, OVC02CB, OVC03Y, 
OVC044Y, OVC16Y, 0VC172Y, OVC175Y, and 
OVC182Y 

1VC065 Control Cable For 0VC282Y, OVCO1Y, 
OVC02CB, OVC03Y, OVC044Y, OVC1 6Y, and 
OVC172Y
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1VC066 Control Cable For 0VC282Y, OVC01 Y, OVC02Y, 
OVC03Y, OVC044Y, OVC04Y. OVC16Y, and 
OVC172Y 

1V0069 Control Cable For 0VC282Y, OV001Y, 
OVC02CB, OVC03Y. 0V0044Y, OVC16Y, and 
OVC172Y 

1VC070 Control Cable For 0VC282Y, OVCO0Y, 
OVC02CB, OVC03Y, 0VC044Y, OVC16Y, and 
OVC172Y 

1VC071 Control Cable For OVCO1CB, 0VC282Y, 
OVC01Y, OVC03Y. OVC044Y, OVC16Y, and 
OVC172Y 

1VC076 Control Cable For 0VC282Y, OVCO1Y, OVC02Y, 
OVC03Y, 0VC044Y, OVC04Y, OVC16Y, and 
OVC172Y 

1VCO081 Control Cable For 0VC282Y, OV0O2Y. OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 

1VCI19 Control Cable For OVCO1CB, OVC01Y.  
OVCO2CB, 0VC02Y. 0V003Y, OVC044Y, 
OVC04Y, OVC16Y, OVC172Y, OVC175Y, 
OVC182Y, OVC217Y, and 0VC282Y 

1VC579 Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVCI6Y 

1VC580 Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
0VC044Y, OVC04Y, and OVC1BY 

1VC614 Control Cable For OVC02CB, 0VC282Y.  
OVC01Y, OVC02Y, OVC03Y, OVC044Y, OVC04Y, 
OVC16Y, and OVC172Y 

1VC723 Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 

OVC04Y 1PR067 Power Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 

1VC039 Control Cable For 0VC282Y. OVC01Y, OVC02Y, 
OVC03Y, OVC044Y, OVC04Y, OVC16Y, and 
OVC172Y 

1VC060 Control Cable For 0VC282Y, OVCO0Y, OVC02Y, 
OVC03Y, OVC044Y, OVC04Y, OVC16Y, and 
OVC172Y
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1VC066 Control Cable For 0VC282Y, OVCO1VY, OVC02Y, 
OVC03Y, OVC044Y, OVC04Y, 0VC16Y, and 
OVC172Y 

1VC076 Control Cable For 0VC282Y, OVC01 Y, OVC02Y, 
0VC03Y, OVCO44Y, OVC04Y, OVC16Y, and 
OVC172Y 

1VC081 Control Cable For 0VC282Y, OVC02Y, OVC03Y.  
OVCO44Y, OVCO4Y, and OVC16Y 

IVC1 19 Control Cable For OVCO1CB, OVCO01Y, 
OVCO2CB, OVCO2Y, OVCO3Y, OVCO44Y, 
OVCO4Y, OVC16Y, OVC172Y, OVCI75Y, 
OVCI82Y. OVC217Y, and OVC282Y 

1VC579 Control Cable For OVC282Y, OVCO2Y, OVCO3Y, 
OVCO44Y, OVCO4Y, and OVCI6Y 

IVC580 Control Cable For OVC282Y, OVCO2Y, OVCO3Y, 
OVCO44Y, OVCO4Y, and OVC16Y 

IVC614 Control Cable For OVCO2CB, OVC282Y, 
OVCOIY, OVCO2Y, OV0O3Y, OVCO44Y, OVCO4Y, 
OVC16Y, and OVC172Y 

1VC723 Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 

OVC16Y 1PR067 Power Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 

1PR068 Power Cable For 0VC282Y, OVC044Y, and 
OVC16Y 

1VC036 Control Cable For 0VC282Y, OVC01Y, OVC03Y, 
OVC044Y, 0VC1 6Y, and OVCI72Y 

1VC039 Control Cable For 0VC282Y. OVCOIY, OVC02Y, 
OVC03Y, 0VC044Y, OVC04Y, OVC16Y, and 
OVC172Y 

1VC060 Control Cable For 0VC282Y, OVCO1Y, OVC02Y, 
OVC03Y, 0VC044Y, OVC04Y, OVC16Y, and 
OVC172Y 

1VC063 Control Cable For OVC01 CB, OVC217Y, 
0VC282Y, OVC01Y, OVC02CB, OVC03Y, 
OVC044Y, OVC16Y, OVC172Y, OVC175Y, and 
OVC182Y

(Sheet 170)
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1VC065 Control Cable For 0VC282Y, OVCO1Y, 
OVC02CB, OVC03Y, 0VC044Y, OVC16Y, and 
OVC172Y 

1VC066 Control Cable For OVC282Y, OVCO1Y, OVC02Y, 
OVC03Y, OVC044Y, OVC04Y, OVC16Y, and 
OVC172Y 

1VC069 Control Cable For 0VC282Y, OVCO1 Y, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 
OVC172Y 

1VC070 Control Cable For 0VC282Y, OVCOIY, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 
OVC172Y 

IVC071 Control Cable For OVC01 CB, 0VC282Y, 
OVCOIY, OVC03Y, OVC044Y, OVC16Y, and 
OVC172Y 

1VC076 Control Cable For OVC282Y, OVC01VY, OVC02Y, 
OVC03Y, OVCO44Y, OVCO4Y. OVC1 6Y, and 
OVC172Y 

1VC077 Control Cable For 0VC282Y, OVC02CB, and 
OVC16Y 

1VCO081 Control Cable For 0VC282Y. OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 

1VC096 Control Cable For 0VC282Y, OVC02CB, and 
OVC16Y 

1VC119 Control Cable For OVCO1CB, OVC01Y, 
OVC02CB, OVC02Y, OVC03Y, OVC044Y, 
OVC04Y, OVC16Y, OVC172Y, 0VC175Y.  
OVC182Y, OVC217Y, and 0VC282Y 

1VC579 Control Cable For 0VC282Y, 0VC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 

IVC580 Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 

1VC614 Control Cable For OVC02CB, 0VC282Y, 
OVC01Y, OVC02Y, OVC03Y, OVC044Y, OVC04Y, 
OVC16Y, and OVC172Y 

1VC723 Control Cable For OVC282Y, OVC02Y, OVC03Y, 
0VC044Y, OVC04Y, and OVC16Y

(Sheet 171)
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OVC172Y 1VC036 Control Cable For 0VC282Y, OVC01Y, OVC03Y, 
OVC044Y, OVC16Y, and OVC172Y 

1VC039 Control Cable For 0VC282Y, OVCO1tY, OVC02Y, 
OVC03Y, OVC044Y, OVC04Y, OVC16Y, and 
OVC172Y 

1VC060 Control Cable For 0VC282Y, OVCOIY, OVC02Y, 
OVC03Y. OVC044Y. OVC04Y, 0VC16Y, and 
OVC172Y 

1VC063 Control Cable For OVCO1 CB, OVC217Y, 
0VC282Y, OVC01Y, OVC02CB, OVC03Y, 
OVC044Y, OVC16Y, OVCI72Y, OVC175Y, and 
OVC1 82Y 

1VC065 Control Cable For 0VC282Y, OVC01Y, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 
OVC172Y 

1V0066 Control Cable For 0VC282Y, OVC01Y, OVC02Y, 
OVCO3Y, OVC044Y, OVC04Y, OVC1 6Y. and 
OVC172Y 

1VC069 Control Cable For 0VC282Y, OVCO1Y, 
OVC02CB. OVC03Y, OVC044Y, OVC16Y, and 
OVC172Y 

1VC070 Control Cable For OVC282Y. OVC01Y.  
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 
OVC172Y 

1VC071 Control Cable For OVC01CB, 0VC282Y, 
OVCO1Y, OVC03Y, OVC044Y, OVC16Y, and 
OVC172Y 

1VC076 Control Cable For 0VC282Y, OVCO1 Y, OVC02Y, 
OVC03Y, OVC044Y, OVC04Y, OVC16Y, and 
OVC1 72Y 

1VC119 Control Cable For OVCO1CB, OVCO1Y.  
OVC02CB, OVC02Y, OVC03Y, OVC044Y, 
OVC04Y, 0VC16Y, OVCI72Y, OVC175Y.  
OVC182Y, OVC217Y. and 0VC282Y 

1VC614 Control Cable For OVC02CB, 0VC282Y, 
OVCO1Y, OVC02Y, OVC03Y, OVC044Y, OVC04Y.  
OVC16Y, and OVC172Y
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OVC175Y 1VC063 Control Cable For OVCO1 CB, OVC217Y, 
0VC282Y, OVCO1Y, OVC02CB, OVC03Y, 
OVCO44Y, OVC16Y, OVC172Y, OVCt75Y. and 
OVC182Y 

1VC119 Control Cable For OVCO1CB, OVC01Y, 
OVC02CB, OVC02Y, OVC03Y, OVC044Y, 
OVC04Y, OVC16Y, OVC172Y, OVC175Y, 
OVC182Y, OVC217Y, and 0VC282Y 

OVC182Y 1VC063 Control Cable For OVC01CB, OVC217Y, 
0VC282Y, 0VC01Y, OVC02CB, OVC03Y, 
OVC044Y, OVC16Y. OVC172Y, OVC175Y, and 
OVC182Y 

1VC119 Control Cable For OVCO1CB, OVCO1Y, 
OVCO2CB, OVCO2Y, OVCO3Y, OVCO44Y, 
OVCO4Y, OVC16Y. OVC172Y, OVC175Y, 
OVC182Y. OVC217Y, and OVC282Y 

OVC217Y 1VC063 Control Cable For OVCO1CB, OVC217Y, 
0VC282Y, OVC01Y, OVC02CB, 0VC03Y, 
0VC044Y, OVC16Y, OVC172Y, OVC175Y, and 
OVC182Y 

1VC119 Control Cable For OVCO1CB, OVCO1Y, 
OVC02CB, OVC02Y, OVC03Y, OVCO44Y, 
OVC04Y, OVC16Y, OVC172Y, 0VC175Y, 
OVC182Y, OVC217Y, and 0VC282Y 

0VC282Y 1PR067 Power Cable For 0VC282Y, OVCO2Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 

1PR068 Power Cable For 0VC282Y, OVCO44Y, and 
OVC16Y 

1VC036 Control Cable For 0VC282Y, OVC01 Y, OVC03Y.  
OVC044Y, OVC16Y, and OVC172Y 

1VC039 Control Cable For 0VC282Y, OVCO1Y, OVC02Y, 
OVC03Y, OVCO44Y, OVC04Y, OVC16Y, and 
OVC172Y 

1VC060 Control Cable For OVC282Y, OVC01Y, OVC02Y, 
OVC03Y, OVC044Y, OVC04Y, 0VC1 6Y, and 
OVC172Y

(Sheet 173)
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Fire Zone Number: 3.2C-l

Division 12122 
Affected Equipment Equipment 
Equipment In Zone Description

1VC063 Control Cable For OVCO1CB, OVC217Y, 
0VC282Y, OVC01Y, OVC02CB, OVC03Y, 
OVC044Y, OVC16Y, OVC172Y, OVC175Y, and 
OVC182Y 

1VC065 Control Cable For OVC282Y, OVCO1Y, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 
OVC172Y 

IVC066 Control Cable For 0VC282Y, OVC01 Y, OVC02Y.  
0VC03Y, OVC044Y, OVC04Y, OVC16Y, and 
OVC172Y 

1VC069 Control Cable For 0VC282Y, 0VCOIY, 
OVC02CB, OVCO3Y, OVC044Y, OVCI16Y, and 
OVC172Y 

1VC070 Control Cable For 0VC282Y, OVCO1Y, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 
OVC172Y 

1VC071 Control Cable For OVCO1CB, OVC282Y, 
OVC01Y, OVC03Y. OVCO44Y, OVC16Y, and 
OVC172Y 

1VC076 Control Cable For 0VC282Y, OVCO1Y, OVC02Y, 
OVC03Y, OVC044Y, 0VC04Y. OVC16Y, and 
OVC172Y 

IVC077 Control Cable For 0VC282Y, OVC02CB, and 
OVC 16Y 

1VC081 Control Cable For 0VC282Y, 0VC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 

1VC096 Control Cable For 0VC282Y, OVC02CB, and 
OVC16Y 

1VC1 19 Control Cable For OVC01CB, OVC01Y, 
OVC02CB, OVC02Y, OVC03Y, 0VC044Y, 
OVC04Y, OVC16Y, OVC172Y, OVC175Y, 
OVCI182Y, OVC217Y, and OVC282Y 

1VC579 Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 

1VC580 Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVCo44Y, OVCO4Y, and OVC16Y
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2C-1

Division 12/22 

Affected Equipment Equipment 
Equipment In Zone Description

1VC614 

1VC723

Unit I Components

1NR408 

1NR409 

1NR410 

1NR411 

1NR412

1NI-NRO05B 1NR412 

1NI-NRO05D 1NR412

Instrument Cable For 1NI-0031B 
lrstrument Cable For 1NI-0031B 
Instrument Cable For 1INI-0031 B 

Instrument Cable For 1INI-0031 B 

Instrument Cable For 1NI-0031B, 1NI-NRO05B, 
and 1NI-NRO05D 
Instrument Cable For 1NI-0031B, 1NI-NRO05B, 
and 1NI-NRO05D 
Instrument Cable For 1NI-0031 B, 1NI-NRO05B.  
and INI-NRO05D

IAF005E

1AFOO5F

1AFOO5G

1AF079 

1AF082 

1AF171 

1DC184 

1 IP050 

1AF079 

1AF084 

1AF182 

1DC184 

1IP050 

1AF079 

1AF086

Control Cable For OVC02CB, 0VC282Y, 
OVCO1Y, OVCO2Y, OVC03Y, OVCO44Y, OVC04Y, 
OVC16Y, and OVC172Y 
Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 

Instrument Cable For 1AF005E, 1AF005F, 
1AF005G, and 1AF005H 
Instrument Cable For IAF005E 
Instrument Cable For IAF005E 
Control Cable For OSX02PB, 1 AF005E, 
1AF005F. 1AFOO5G, 1AF005H, 1AF01PB, 
1MSOO1A-DIV12, 1MS001B-DIV12, IMSOOIC
DIV12, 1MS001D-DIV12, 1AFOIPB-A. 1AFO1PB
C. and 1SX173 
Control Cable For 1AF005E, IAF005F, 
1AF005G, 1AF005H, and lIP04J 
Instrument Cable For 1AF005E, 1AF005F, 
1AF005G, and 1AF005H 
Instrument Cable For IAF005F 
Instrument Cable For 1AF005F 

Control Cable For OSX02PB, 1AF005E, 
1AF005F, 1AF005G, 1AFOOSH, 1AF01PB, 
IMSOOIA-DIV12, 1MSOO1B-DIV12, 1MS001C
DIV12, 1MS001D-DIV12, IAFO1PB-A. lAF01PB
C, and 1SX173 
Control Cable For 1AF005E, 1AF005F, 
1AF005G, 1AF005H, and 1IP04J 
Instrument Cable For 1AF005E, 1 AF005F, 
1AF005G, and 1AF005H 
Instrument Cable For 1AF005G

(Sheet 175)

BYRON-FPR

1NI-0031B



BYRON- FPR AMENDMENT 20 

DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)
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Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number 3.2C-1 

1DC184 Control Cable For OSX02PB, 1AFOO5E, 
1AF005F, 1AF005G, 1AF005H, 1AF01PB, 
1MSOO1A-DIV12, 1MSOO1B-DIV12, 1 MS001C
DIVt2, 1MS001D-DIV12, IAFOlPB-A, 1AF01PB
C, and 1SX173 

11P050 Control Cable For 1AF005E, 1AF005F, 
1AF005G, 1AF005H, and lIP04J 

1AF005H 1AF079 Instrument Cable For 1AF005E, 1AF005F, 
1AF005G, and 1AF005H 

1DC184 Control Cable For OSX02PB, 1AF005E, 
1AF005F, 1AF005G, 1AF005H, 1AF01PB, 
1MSOO1A-DIV12, 1MS001B-DIV12, IMS001C
DIV12, 1 MSOO1D-DIV1 2, 1 AFO1PB-A, 1AFO01PB
C, and 1SX173 

1 1P050 Control Cable For 1AF005E, IAF005F, 
1AF005G, 1AF005H, and IlP04J 

1AF006B 1AF062 Control Cable For IAF006B and 1AFO17B 

1AF063 Control Cable For IAF006B 
1AF296 Control Cable For 1AF006B and 1AF017B 

1AF326 Control Cable For 1AF006B 

1AF013E 1AF041 Control Cable For 1AF013E 

1AF013F 1AF045 Control Cable For 1AF013F 

1AF013G 1AF049 Control Cable For 1AF013G 

1AF013H 1AF053 Control Cable For 1AF013H 

1AF017B 1AF062 Control Cable For 1AF006B and 1AF017B 

1AF100 Control Cable For 1AF017B 

1AF296 Control Cable For 1AF006B and 1AF017B 

1AF01 PB 1AF068 Control Cable For 1AF01PB 

1AF070 Control Cable For 1AFO1PB 
1AF168 Control Cable For 1AFO1PB 
1AF298 Control Cable For 1AFOI1PB 

1AF338 Instrument Cable For 1 AFOIPB 
1AF346 Control Cable For 1AFO0 PB
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Division 11W21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 

Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number 3.2C-1 

1 DC184 Control Cable For OSX02PB, IAFOO5E, 
1AF005F, IAFOO5G, 1AF005H, 1AFO1PB.  
IMSOO1A-DIV12, 1MSOOIB-DIV12, 1MS001C
DIV1i2, 1MS001D-DIV12, 1AFO1PB-A, IAF01PB
C, and 1SX173 

1AF01PB-A 1AF159 Control Cable For 1AF01PB-A 

1AF160 Control Cable For IAFO1PB-A 
1AF162 Control Cable For 1AF01PB-A 

1AF169 Control Cable For 1AFO01PB-A 

1DC184 Control Cable For OSX02PB, 1AF005E, 
1AF005F, 1AF005G, 1AF005H, 1AFO1PB, 
1MS001A-DIV12, 1 MSOO1B-DIV12. 1MS001C
DIV12, 1MSOO1D-DIV12, IAFO1PB-A, IAF01PB
C, and 1SX173 

1EF014 Control Cable For 1AF01PB-A 

1AFO1PB-C 1AF290 Control Cable For 1AF01PB-C 
1DC184 Control Cable For OSX02PB. 1AF005E, 

1AF005F, 1AF005G, 1AF005H, 1AFO1PB, 
1MS001A-DIV12, 1MS001B-DIV12, 1MSOO1C
DIV12, 1MSOO1D-DIV12, IAF01PB-A, 1AF01PB
C, and 1SX173 

1EF013 Control Cable For 1AFOIPB-C 

1AP06EC 1 EF045 Control Cable For 1 APO6EC and 1 RHO01PB 

iSI0l11 Control Cable For 1AP06EC 

IAP06EE 1AP313 Control Cable For IAP06EE 

1AP06EF 1DG054 Control Cable For 1 DGOIKB and 1AP06EF 

1DG148 Control Cable For 1AP06EF 

1 DG229 Control Cable For 1AP06EF 

1AP06EG 1AP053 Control Cable For 1AP06EG 

1AP06EH 1CS013 Control Cable For IAP06EH 
1CS020 Control Cable For 1AP06EH 

1CS034 Control Cable For 1AP06EH 

1CS043 Control Cable For I1APO6EH 

1CS044 Control Cable For 1AP06EH
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Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number. 3.2C-1 

1CS058 Control Cable For 1AP06EH and ICS009B 

1AP06EL 1WO030 Control Cable For 1AP06EL 

1AP06EN 1AP1 85 Control Cable For 1AP06EN 
1AP406 Control Cable For 1AP06EN 

1AP06EP lAP119 Control Cable For 1AP06EP 

1AP120 Control Cable For 1AP06EP 

1AP06EO 1AP077 Power Cable For 1AP06EQ and 2AP06ED 

1AP078 Power Cable For 1IAP06EQ and 2AP06ED 

IAP080 Control Cable For 1AP06EQ 

1AP323 Power Cable For 1AP06EQ and 2AP06ED 

1AP324 Power Cable For 1AP06EQ and 2AP06ED 

1AP325 Power Cable For 1AP06EQ and 2AP06ED 

1 AP326 Power Cable For 1AP06EQ and 2AP06ED 

2AP588 Control Cable For 1AP06EQ and 2AP06ED 

IAP06ES 1AP045 Control Cable For 1AP06ES 
1AP314 Control Cable For 1AP06ES 

1DG213 Control Cable For 1AP06ES 

1CC01PB 1CCO13 Control Cable For 1 CC001PB 
1CCO14 Control Cable For 1CCO1PB 

1CC016 Control Cable For OCCO0E-C and 1CC01PB 

1 EF064 Control Cable For 1CC001PB 

1CC685 1CC041 Control Cable For 1CC685 

1CC042 Control Cable For 1 CC685 
1CC278 Control Cable For 1CC685 

1CC9412B 1CC048 Control Cable For 1CC9412B 

1CC9413B 1CC055 Control Cable For 1CC9413B 
1CC056 Control Cable For 1CC9413B 

1CC9414 1 CC063 Control Cable For 1CC9414 

1 CC064 Control Cable For 1CC9414 

1CC9473B 1CC130 Control Cable For 1CC9473B 

1CS009B 1CS058 Control Cable For 1AP06EH and 1CS009B
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Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 3.2C-1

Division 12/22 

Affected Equipment Equipment 
Equipment In Zone Description

1CVO1PB 1CV016 
1EF044 

ICV112C 1CV064 

1CV073 

1CV074 

1CV112E 1CV083 

1CV085 

1CV086 

1CV121 1CV424 

1CV8104 1CV618 

1CV8111 1CV063 

1CV064 

1CV8116 1CV649 

1CV654 

1CV8355B 1CV623 

1CV8355C 1CV626 

1DGO1KB 1DG052 

1DG053 

1DG054 

1DG150 

1DG178 

1DG201 

1ESFComp12 1EF015 

1EF017 

lIP02J 11P065 

1NR199

1IP04J
1 NR200 
11P050 

11P069 
1 NR203

Control Cable For 1CV01 PB 
Control Cable For 1CVO1PB and 1SXO1PB 

Control Cable For 1CV112C and 1 CV8111 

Control Cable For 1CV1 12C 
Control Cable For 1CV1 12C 

Control Cable For 1CV1 12E 
Control Cable For 1CV1 12E 
Control Cable For 1CV112E 
Instrument Cable For 1CV121 
Control Cable For 1CV8104 
Control Cable For I1CV81I11 
Control Cable For 1CV112C and 1CV8111 

Control Cable For 1CV8116 
Control Cable For 1CV8116 
Control Cable For 1CV8355B 

Control Cable For 1CV8355C 
Control Cable For 1DG01KB 
Control Cable For 1 DGO1 KB 
Control Cable For 1DGO1KB and 1AP06EF 
Control Cable For 1DGO1KB 
Control Cable For I1DGO1KB 
Control Cable For 1DGO1KB 
Control Cable For 1ESFComp1 2 

Control Cable For 1ESFComp1 2 

Control Cable For IlP02J 
Control Cable For 1 NI-NRO06B, 1 NI-NRO06D, 
IlP02J, and INI-0032B 
Control Cable For 1IP02J and 1 NI-0032B 

Control Cable For 1AF005E, 1AF005F, 
1AF005G, 1AF005H, and 1IP04J 
Control Cable For IlP04J 
Control Cable For 1 IP04J
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Equipment In Zone Description 

Fire Zone Number: 3.2C-1

Division 12122 

Affected Equipment Equipment 
Equipment In Zone Description

1U-0460A 

1 LI-0502A 

I LI-0503A 

ILI-0931 

1U-0933 

1LL-S1075B 

1MS001A-DIV12 

1MSOO1B-DIV12

1NR204 
1 RY323 

1 RY323 

1S1466 

I RY323 

1S1466 

1SI257 
1DC184 

1MS273 
1MS276 
1 MS525 

1 MS530 

1DC184 

1MS286 
1 MS289 
1MS521

Control Cable For lIP04J 
Instrument Cable For 1LI-0460A, 1LI-0502A, 1 LI

0931, 1PI-0515A, IPI-0525A, 1PI-0535A, 1PI
0545A, 1TI-0413B, 11T-0423B, 1TI-0433B, and 
1TI-0443B 
Instrument Cable For 1LI-0460A, 1 LI-0502A. 1 LI
0931, 1PI-0515A, 1PI-0525A, 1PI-0535A, 1PI
0545A. 1TI-0413B, 1TI-0423B, 1TI-0433B, and 
1TI-0443B 
Instrument Cable For 1LI-0503A, 1LI-0933, 1PI
0403A, 11P1-0516A, 11PI-0546A, and 1TI-0605 
Instrument Cable For 1LI-0460A, 11LI-0502A, 1LI
0931, 1PI-0515A, 1PI-0525A, 1PI-0535A, 1PI
0545A, 1TI-0413B, 1TI-0423B, 1TI-0433B, and 
1TI-0443B 
Instrument Cable For 1 LI-0503A, 1LI-0933, 1 Pt
0403A, 1 PI-0516A. 1 PI-0546A, and ITI-0605 
Control Cable For 1LL-SI075B 
Control Cable For OSX02PB, 1AF005E, 
1AF005F, 1AF005G, 1AF005H, 1AF01 PB, 
IMS001A-DIV12, 1MSOO1B-DIV12, 1MS001C
DIV12, 1MSOO1D-DIV12, 1AF01PB-A, 1AF01PB
C, and 1SX173 
Control Cable For 1MS001A-DIV12 
Control Cable For IMS0OIA-DIV12 

Control Cable For IMSOOIA-DIV12 and 
1MS001C-DIV12 
Control Cable For I1MSOO1A-DIV12 
Control Cable For OSX02PB, 1AF005E, 
1AF005F, 1AF005G, 1AFOOSH, 1AF01PB, 
1MS001A-DIV12, 1MSOO1B-DIV12, 1MS001C
DIV12, 1MS001D-DIV12, 1AF01PB-A, 1AF01PB
C, and 1SX173 
Control Cable For 1 MS001 B-DIV12 
Control Cable For 1 MS001 B-DIVI12 

Control Cable For IMS001B-DIV12 and 
IMS001D-DIV12
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2C-1

Division 12/22 

Affected Equipment Equipment 

Equipment In Zone Description

IMS001C-DIV12

lMSOOID-DIV12

1MS018B 

1MS018C

1DC184

1MS299 
1 MS523 

1 MS525 

1DC184

1MS312 
1MS521 

1MS528 
1MS533 
1 MS576 
1MS610 
1MS612 
1MS614 
1MS617 
1MS618 
1MS619 
1MS620 
1 MS621 
1 MS622 
1MS642 
1MS643 
1MS577 
1MS610 
1 MS612

Control Cable For OSX02PB, 1AF005E, 1AF005F, 1AF005G, 1AF005H, IAFO0 PB.  
1MS001AoDIV12, 1MS0O1B-DIV12, 1MS001C
DIV12, IMS001D-DIV12, 1AFO1PB-A, IAFO1PB
C, and 1SX173 
Control Cable For 1MSOO1C-DIV12 

Control Cable For 1MSOO1C-DIV12 

Control Cable For 1MSOO1A-DIV12 and 
1MSOO1C-DIV12 
Control Cable For OSX02PB, 1AF005E, 
1AF005F, 1AF005G, 1AF005H, 1AF01PB, 
IMSOO1A-DIV12, lMS001B-DIV12, 1MS001C
DIV12, 1MSOO1D-DIV12, 1AFO1PB-A, IAFO1PB
C, and 1SX173 
Control Cable For 1MSOOID-DIV12 

Control Cable For 1MS001 B-DIV12 and 
1 MS001D-DIV12 
Control Cable For 1MS001D-DIV12 

Control Cable For 1MS001D-DIV12 

Instrument Cable For I1MSO18B 

Control Cable For 1MS018B and 1MS018C 

Control Cable For 1MSO18B and 1MSO18C 

Control Cable For 1 MSO1 8B 

Instrument Cable For 1MS01 8B 

Instrument Cable For 1MSO18B 

Instrument Cable For 1 MSO1 8B 

Instrument Cable For 1MSO18B 

Instrument Cable For IMSO18B 

Instrument Cable For I1MS01 8B 

Instrument Cable For IMS018B 
Instrument Cable For 1 MS01 8B 

Instrument Cable For I1MSO18C 

Control Cable For 1MS018B and 1MSO18C 

Control Cable For 1MS018B and 1MSO18C
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Equipment In Zone Description
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Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number 3.2C-1 

1 MS626 Control Cable For I1MSO18C 

1 MS629 Instrument Cable For 1MSOI8C 

1 MS630 Instrument Cable For I1MS018C 

1 MS631 Instrument Cable For 1MS018C 
1 MS632 Instrument Cable For 1MS018C 

1 MS633 Instrument Cable For 1MS018C 

I1MS634 Instrument Cable For 1MS01 8C 

1MS645 Instrument Cable For 1 MS018C 

IMS646 Instrument Cable For 1MS018C 

1MS101A 1MS319 Control Cable For 1MS101A, IMS101B, 
1MS101C, and 1MS101D 

1MS320 Control Cable For 1MS101A 

1MS101B 1MS319 Control Cable For 1MS101A, 1MS101B, 
1MS101C, and 1MS101D 

1MS325 Control Cable For 1MS101B 

1MS101C 1MS319 Control Cable For 1MS101A, 1MS101B, 
1MS101C. and 1MS101D 

1MS330 Control Cable For 1MS101C 

1MS101D 1MS319 Control Cable For 1MS101A, 1MS101B, 
1MS101C. and 1MS101D 

1MS335 Control Cable For 1MS101D 

1NI-0032B 1NR151 Instrument Cable For 1NI-0032B 

1NR153 Instrument Cable For 1NI-0032B 

1NR154 Instrument Cable For 1NI-0032B 

1NR164 Control Cable For 1NI-0032B 

1NR165 Control Cable For 1NI-0032B 

1NR199 Control Cable For 1NI-NRO06B, 1NI-NRO06D, 
1 IP02J, and 1NI-0032B 

1NR200 Control Cable For lIP02J and 1NI-0032B 

1NR236 Instrument Cable For 1 NI-0032B 
1NR418 Instrument Cable For I1NI-0032B 
1NR419 Instrument Cable For 1NI-0032B 

1NR420 Instrument Cable For 1 NI-0032B
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number-. 3.2C-1

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

1NR421 
1NR422 

1NI-NRO06B 1NR199 

1 NR264 

1NR422 

1NI-NRO06D 1NR199 

1NR422

1PI-0403A 

1 PI-0456 

1PI-0458 

1 PI-0515A 

1 PI-0516A 

1PI-0525A 

1 PI-0535A

1S1466 

1RC495 

1 RC496 

1 MS054 

1 RC509 

1 RY323 

1SI466 

1 RY323 

1 RY323

Instrument Cable For 1NI-0032B 
Instrument Cable For 1NI-0032B, 1NI-NRO06B, 
and 1NI-NRO06D 
Control Cable For 1 NI-NRO06B, 1NI-NRO06D, 
1IP02J, and 1NI-0032B 
Instrument Cable For I1NI-NRO06B 

Instrument Cable For 1NI-0032B, 1 NI-NRO06B, 
and 1NI-NRO06D 
Control Cable For I1NI-NRO06B, 1NI-NRO06D, 
1IP02J, and 1NI-0032B 
Instrument Cable For 1 NI-0032B, 1NI-NRO06B, 
and 1NI-NRO06D 
Instrument Cable For 1LU-0503A, 1 LI-0933, 1 PI
0403A, 1PI-0516A, 1PI-0546A, and 1TI-0605 

Instrument Cable For 1PI-0456, 1TI-RC007B, 
and 1TI-RCOO08B 
Instrument Cable For 1 PI-0456, 1TI-RCO05B, 
1TI-RC006B, 1TI-RC007B, and 1TI-RC008B 

Instrument Cable For 1PI-0458 

Instrument Cable For 1 P1-0458 

Instrument Cable For 1LI-0460A, 1 U-0502A, 1 U
0931, 1PI-0515A, 1PI-0525A, 1PI-0535A, 1PI
0545A, 1TI-0413B, 1TI-0423B, 1TI-0433B, and 
1TI-0443B 
Instrument Cable For 1 U-0503A, 1 LI-0933, 1 PI
0403A, 1PI-0516A, 1PI-0546A, and 1TI-0605 

Instrument Cable For 1LI-0460A, 1 LI-0502A, 1 LI
0931, 1 PI-O515A, 1 PI-0525A, 1 PI-0535A, 1PI
0545A, 1TI-0413B, 1TI-0423B, 1TI-0433B, and 
1TI-0443B 
Instrument Cable For 1LI-0460A, 11LI-0502A, 11LI
0931, 1PI-0515A, IPI-0525A, IPI-0535A, iPI
0545A, 1TI-0413B, 1TI-0423B, 1TI-0433B, and 
1TI-0443B
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Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 3.2C-1 

1 PI-0545A 1 RY323 Instrument Cable For 1LI-0460A, 1MU-0502A, 1 U
0931, 1 PI-0515A, 1PI-0525A, 1PI-0535A, iPI
0545A, 1TI-0413B, 1TI-0423B, 1TI-0433B, and 
1TI-0443B 

1 PI-0546A 1S1466 Instrument Cable For I1LI-0503A, 1 LI-0933, 1PI
0403A, 1PI-0516A, 1PI-0546A, and ITI-0605 

IRC014B 1 RC625 Control Cable For IRC01 4B 

IRC014D 1 RC631 Control Cable For 1RCO14D 

1RH01PB 1EF045 Control Cable For 1 AP06EC and 1 RHO1PB 

1RHO10 Control Cable For 1RHO1PB 

1RH092 Control Cable For 1RH01-PB 

1RH611 1RHO21 Control Cable For IRH611 

1RH8701B IRH042 Control Cable For 1 RH8701 B 

1RH043 Control Cable For 1RH8701 B 

1RH8702B 1RH064 Control Cable For 1RH8702B 

1 RHO65 Control Cable For 1 RH8702B 

1RH8716B 1RH073 Control Cable For 1RH87168 

1 RY456 1 DC102 Control Cable For I RY456 

1RY420 Control Cable For 1RY456 

1RY487 Control Cable For 1RY456 

1RY8000B 1 RY397 Control Cable For 1RY8000B 

1SI8801B 1S1020 Control Cable For 1S18801B 

1S1040 Control Cable For 1SI8801B 

IS18804B 1S1063 Control Cable For 1SI8804B 

1SI8807B 1S1085 Control Cable For 1SI8807B 

1S18809B 1SI139 Control Cable For 1S18809B 

1S18811B 1S1164 Control Cable For 1iSI881B 

1S1512 Control Cable For 1SI8811B 
1S1522 Control Cable For 1S1881 1B 

1S18812B 1S1175 Control Cable For 1S18812B 

1S18924 1S1472 Control Cable For 1S18924 

1SX001B 1SX037 Control Cable For 1SXOO1B
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2C-1

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

1SX005 1SX044 
1SX010 1SX092 

1SX011 1SX095 

1SX016B 1SX056 

1SX01PB 1EF044 

1SX019 

1SX144 

1SXO1PB-C 1SX305 

ISX314 

1SX027B 1SX062 

1SX034 1SX068 

1SX136 1SX083 

1SX147B 1LV034 
1SX190 

1SX191 

1SX169B 1SX301 

S1X173 1DC184

1TI-0413B 

1TI-0423B 

1TI-0433B

1 RY323 

1 RY323 

1 RY323
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Control Cable For 1SX005 
Control Cable For 1SXO10 

Control Cable For 1SXO1 1 

Control Cable For ISX016B 
Control Cable For 1 CVO1 PB and 1SX01 PB 

Control Cable For 1SXO1 PB 

Control Cable For 1 SX01 PB 

Control Cable For 1 SX01 PB-C 

Control Cable For 1SX01 PB-C 

Control Cable For 1SX027B 

Control Cable For 1 SX034 

Control Cable For 1SX136 

Control Cable For 1SX147B 
Control Cable For I1SX1 47B 

Control Cable For 1SX147B 

Control Cable For 1 SX1 69B 

Control Cable For OSX02PB, 1AF005E, 
1AF005F, 1AF005G, 1AF005H, 1AFO1PB, 
1MS001A-DIV12, 1MS001B-DIV12, 1MSOO1C
DIV12, 1MS001D-DIV12, 1AFO1PB-A, 1AFO1PB
C, and 1SX173 
Instrument Cable For I1LI-0460A, 1 U-0502A, 1LI
0931, 1PI-0515A. 1PI-0525A, 1PI-0535A, 1PI
0545A, 1TI-0413B, 1TI-0423B, 1TI-0433B, and 
1TI-0443B 
Instrument Cable For I1LI-0460A, 1IU-0502A, 1 U
0931, 1 PI-0515A, 1 PI-0525A, 1 PI-0535A, 1PI
0545A, 1TI-0413B, 1TI-0423B, 1TI-0433B, and 
1TI-0443B 
Instrument Cable For 1 U-0460A. 1 LI-0502A, 1 Li
0931.1 PI-0515A, 1PI-0525A, 1PI-0535A, 1PI
0545A, 1TI-0413B, 1TI-0423B, 1TI-0433B, and 
1TI-0443B
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TABLE 2.4-4 (Cont 'd)

DMslon 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2C-1

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

1TI-0443B 

ITI-0605

1 RY323 

1S1466

1TI-IT002 11T422 
1 RC669 

1 RC670 

1TI-RC005B 1 MS037 

1 RC496 

1RC613 

1TI-RCO06B 1MS037 

1 RC496 

1RC613

1TI-RC007B

1TI-RC008B

1 MS037 

1RC495 

1 RC496 

1RC613 

1MS037 

1 RC495 

1 RC496

Instrument Cable For 1 LI-0460A, 1 U-0502A, 1 LI
0931, 1PI-0515A, 1PI-0525A, 1PI-0535A, 1PI

0545A, 1TI-0413B, ITI-0423B, 1TI-0433B, and 

1TI-0443B 
Instrument Cable For 1LI-0503A. l1U-0933, 1PI

0403A, 1PI-051 6A, 1PI-0546A, and 1TI-0605 

Instrument Cable For 1TI-IT002 

Control Cable For ITI-IT002 

Instrument Cable For 1TI-IT002 

Instrument Cable For ITI-RC005B, 1TI-RC006B, 

1TI-RC007B, and 1TI-RC008B 

Instrument Cable For 1 PI-0456, 1TI-RC005B, 

1TI-RC006B, 1TI-RC007B. and ITI-RC008B 

Instrument Cable For 1TI-RC005B, 1TI-RC006B, 

1TI-RC007B, and 1TI-RC008B 

Instrument Cable For 1TI-RC005B, 1TI-RC006B, 
1TI-RCOO7B, and 1TI-RC068B 

Instrument Cable For IPI-0456, 1TI-RC005B, 

1TI-RCO06B, 1TI-RC007B, and 1TI-RC008B 

Instrument Cable For 1TI-RC005B, 1TI-RC006B, 
1TI-RC007B, and 1TI-RC008B 

Instrument Cable For 1TI-RCOO5B, ITI-RC006B, 
1TI-RC007B, and 1TI-RC008B 

Instrument Cable For 1PI-0456, 1TI-RC007B, 

and 1TI-RC008B 

Instrument Cable For 1PI-0456, 1TI-RC005B, 

ITI-RC006B, 1TI-RC007B, and 1TI-RC008B 

Instrument Cable For 1TI-RC005B, 1TI-RC006B, 

1TI-RC007B, and 1TI-RC008B 

Instrument Cable For 1TI-RCOO5B, ITI-RC006B, 
1TI-RC007B. and 1TI-RCO08B 

Instrument Cable For 1PI-0456, 1TI-RC007B, 

and 1TI-RCO08B 
Instrument Cable For 1PI-0456, 1TI-RC005B, 

1TI-RC006B, 1TI-RC007B. and 1TI-RC008B
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TABLE 2.4-4 (Cont d)

Diision 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 3.2C-1

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

1UL-AN012-A7 

1UL-AN012-B7 

1UL-AN012-C7 

1VDOICB 

1VDO1YA 

IVD01YB 

1VD02YA 

1VD02YB 

1VEO1C 
IVEO0Y 

1VE02Y 

1VPo1CB 

1VP01CD 

1Vxo1C 
1VX06C

Unit 2 Components

2CC01PA
2AP06ED

2CC283

1 RC613 

1AN021 

1AN021 

1AN021 

1VD012 

1VD012 

1VD012 

1VD012 

1VD012 

1VE007 
1VE022 
1VE033 
1VE042 
1VE022 
1VE033 
1VE042 
1VP038 
1VP041 
1VP082 
1VP085 
1VX008 
1VX049 

1AP077

Instrument Cable For 1TI-RCOO5B, 1TI-RC006B.  1TI-RC007B, and 1TI-RC008B 

Control Cable For 1 UL-AN012-A7, 1 UL-AN012
B7, and 1UL-AN012-C7 
Control Cable For 1UL-AN012-A7, 1UL-AN012
B7, and 1UL-AN012-C7 
Control Cable For 1UL-AN012-A7, 1UL-AN012
B7, and 1 UL-AN012-C7 
Control Cable For 1VDOICB, 1VDO1YA, 
IVD01YB, 1VD02YA, and IVD02YB 

Control Cable For 1VD01CB, 1VD01YA, 
1VD01YB, 1VD02YA, and 1VD02YB 

Control Cable For 1VD01CB, IVDOIYA, 
IVDO0YB, 1VD02YA. and IVDO2YB 
Control Cable For 1VDOICB, 1VD01YA, 
1VD01YB, 1VD02YA, and 1VD02YB 

Control Cable For 1VD01CB, 1VDO1YA, 
1VD01YB, 1VD02YA. and 1VDO2YB 

Control Cable For 1VEOIC 
Control Cable For IVE01Y and 1VE02Y 

Control Cable For IVE01Y and 1VE02Y 

Control Cable For 1VEO1Y and 1VE02Y 

Control Cable For IVE01Y and IVE02Y 

Control Cable For IVE01Y and 1VE02Y 

Control Cable For 1VEO1Y and IVE02Y 

Control Cable For 1VP01CB 

Control Cable For 1VP01CB 

Control Cable For 1VPO1CD 

Control Cable For 1VPO1CD 

Control Cable For IVX01C 

Control Cable For 1VX06C
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 

Equipment In Zone Description 

Fire Zone Number: 3.2C-1 

Control Cable For 2CCO1PA

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

2AP06EV 

2AP92E 

2AP98E 

2CCOIPB 
2VX06C

1AP078 
1AP323 

1AP324 

1AP325 

1AP326 

2AP588 

2AP183 

2AP406 

2DC243 

2DC245 

2DC243 

2DC245 

2CC284 

2VX049

Power Cable For 1AP06EQ and 2AP06ED Power Cable For 1AP06EQ and 2AP06ED 

Power Cable For 1 AP06EQ and 2AP06ED 

Power Cable For 1AP06EQ and 2AP06ED 

Power Cable For 1AP06EQ and 2AP06ED 

Power Cable For IAP06EO and 2AP06ED 

Control Cable For 1AP06EQ and 2AP06ED 

Power Cable For 2AP06EV 

Control Cable For 2AP06EV 

Control Cable For 2AP98E and 2AP92E 

Control Cable For 2AP98E and 2AP92E 

Control Cable For 2AP98E and 2AP92E 

Control Cable For 2AP98E and 2AP92E 

Control Cable For 2CCO1 PB 

Control Cable For 2VX06C
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number3 $.2C-2 

Unit 0 (Common) Components 

NONE

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

OCCO1E-D 

OSX02PB 

0SX147 
OSX157B 
OSX162D 

0SX163G 
OSX163H 
OVA01CD 

OVA02CD 

0VA477Y 
OVC01CB

OVCO1Y

2CC016 
2CC030 

2CC175 

2EF043 

1 SX097 

2SX089 

2SX085 

2SX169 

2SX170 

2SX346 

2SX161 

2SX165 

2VA01 1 

2VA023 

2VA739 

2VA023 

2VA034 

2VA739 

2VA032 

1VC059 

1VC063 

1VC=19 

1VC039

Control Cable For OCCO01E-D and 2CCO1 PB 
Control Cable For OCCO1E-D 
Control Cable For OCCO01E-D 
Control Cable For OCCO01E-D 
Control Cable For OSX02PB 

Control Cable For 0SX147 

Control Cable For OSX1 57B 

Control Cable For OSX1 62D 

Control Cable For OSX162D 
Control Cable For 0SX162D 

Control Cable For OSX1 63G 

Control Cable For OSX1 63H 

Control Cable For OVAO1 CD 
Control Cable For OVA01CD and OVA02CD 

Control Cable For OVAOICD and OVA02CD 

Control Cable For OVAO1CD and OVA02CD 

Control Cable For OVA02CD 
Control Cable For OVAOICD and OVA02CD 

Control Cable For 0VA477Y 

Power Cable For OVC01 CB 
Control Cable For OVC01 CB, OVC217Y, 
0VC282Y, oVC01Y, OVC02CB, OVC03Y, 
OVCO44Y, oVC16Y, OVC172Y, OVC175Y, and 

OVC182Y 
Control Cable For OVC01CB, OVC01Y, 
OVC02CB, OVC02Y, OVC03Y, OVC044Y.  
OVCo4Y, OVC16Y, OVC172Y, OVC175Y, 
OVC182Y, OVC217Y, and 0VC282Y 

Control Cable For 0VC282Y, OVCO1VY, OVC02Y, 
OVC03Y, OVC044Y, OVC04Y. OVC16Y, and 

OVC172Y
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Division 11/21 

Affected Equipment Equipment 

Equipment In Zone Description 

Fire Zone Number. 3.2C-2

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

OVC02CB

1VC063 

1VC065 

1VC066 

IVC069 

1VC070 

1VC076 

1VCl19 

1VC574 

1VC614 

1VC063 

1VC065 

1VC067

Control Cable For OVC01 CB. OVC217Y, OVC282Y, OVCO1Y. OVC02CB, OVC03Y, 
OVC044Y, OVC16Y, OVC172Y, 0VC175Y, and 

OVC182Y 
Control Cable For 0VC282Y. OVCOI1Y.  
OVC02CB, OVC03Y, OVCO44Y, OVC16Y. and 

OVC172Y 
Control Cable For OVC282Y. OVCO1YV. OVC02Y, 
OVC03Y, OVCO44Y, OVC04Y, 0VC16Y. and 

OVC172Y 
Control Cable For 0VC282Y. OVC01 Y, 
OVC02CB, oVCo3Y, OVCO44Y, OVC16Y, and 

OVC172Y 
Control Cable For 0VC282Y, OVC01 Y, 
OVC02CB, OVC03Y, OVC044Y, OVC1 6Y, and 

OVC1 72Y 
Control Cable For 0VC282Y, OVCOIY, OVC02Y, 
OVCO3Y, OVCO44Y, OVCO4Y. OVCI6Y, and 

OVC172Y 
Control Cable For OVCO1CB, OVC01Y, 
OVCO2CB, OVC02Y, OVC03Y, OVC044Y.  
OVC04Y, OVC16Y, OVC172Y, OVC175Y, 
oVCI82Y, OVC217Y, and OVC282Y 
Control Cable For OVC01Y, OVC02Y, OVC03Y, 

and OVC04Y 
Control Cable For OVC02CB, 0VC282Y, 
OVC01Y, OVC02Y. OVCO3Y. OVC044Y, OVC04Y, 

OVC16Y, and OVC172Y 
Control Cable For OVCO1CB, OVC217Y, 
0VC282Y, OVCO1Y, OVC02CB, OVC03Y, 
0VC044Y, OVC16Y, OVC172Y, OVC175Y, and 

0VC182Y 
Control Cable For 0VC282Y. OVC01Y, 
OVC02CB, OVC03Y, OVCO44Y. OVC16Y, and 

OVC172Y 
Power Cable For OVC02CB

(Sheet 190)

BYRON-FPR



BYRON- FPR AMENDMENT 20 

DECEMBER 2002 

TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Descdption 

Fire Zone Number: 3.2C-2

I

(Sheet 191)

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description 

1VC069 Control Cable For 0VC282Y, OVCO1Y, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 
OVC172Y 

1VC070 Control Cable For 0VC282Y, OVCO1Y, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 
0VC172Y 

1VC077 Control Cable For 0VC282Y, OVC02CB, and 
OVC16Y 

1VC096 Control Cable For 0VC282Y, OVC02CB, and 
OVC16Y 

1VC119 Control Cable For OVCOICB, OVCO1Y, 
OVC02CB, OVC02Y, OVC03Y, 0VC044Y, 
OVC04Y, OVC16Y, OVC172Y, OVC175Y, 
OVC182Y, OVC217Y, and 0VC282Y 

IVC614 Control Cable For OVC02CB, OVC282Y, 
OVCO1Y, OVC02Y, OVC03Y, OVC044Y, OVC04Y, 
OVC16Y. and OVC172Y 

OVC02Y 1PR067 Power Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 

1VC039 Control Cable For 0VC282Y, OVCO1Y, OVCO2Y, 
OVC03Y, OVC044Y, OVC04Y, OVC16Y, and 
OVC172Y 

1VC066 Control Cable For 0VC282Y, OVCO1VY, OVC02Y, 
OVC03Y, 0VC044Y, OVC04Y. OVC16Y, and 
OVC172Y 

1VC076 Control Cable For 0VC282Y, OVC01 Y, OVC02Y.  
OVC03Y, OVC044Y, OVC04Y, OVC16Y, and 
OVC172Y 

1VC081 Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVCO44Y, OVC04Y, and OVC16Y 

1VC119 Control Cable For OVC01CB, OVCO1Y, 
OVC02CB. OVCO2Y, OVC03Y, OVCO44Y, 
OVC04Y. OVC16Y, OVC172Y, OVC175Y, 
OVC182Y, OVC217Y, and OVC282Y 

1VC574 Control Cable For OVCO1Y, OVC02Y, OVC03Y, 
and OVC04Y 

1VC579 Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2C-2

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

0VC03Y

1VC614 

1VC723 

2VC701 

IPRO67 

1VC039 

1VC063 

1VC065 

1VC066 

1VC069 

1VC070 

1VC076 

IVC081 

IVCl19

Control Cable For OVC02CB, OVC282Y, oVCo1Y, OVC02Y, OVC03Y, OVCO44Y, OVC04Y.  

OVC16Y, and OVC172Y 
Control Cable For 0VC282Y, OVC02Y, OVC03Y, 

OVC044Y. OVC04Y, and OVC16Y 

Control Cable For 0VC282Y. OVC02Y, OVC03Y, 

OVC044Y, OVC04Y, and OVC16Y 

Power Cable For 0VC282Y, OVC02Y, OVC03Y, 

OVC044Y, OVC04Y, and OVC16Y 

Control Cable For 0VC282Y, OVC01Y, OVC02Y, 

OVC03Y, OVC044Y, OVC04Y, OVC16Y, and 

OVC172Y 
Control Cable For OVCO1CB, OVC217Y, 
0VC282Y, OVCO1Y, OVC02CB, OVC03Y, 

OVC044Y, OVC1 6Y, OVC172Y, OVC175Y, and 

OVC182Y 
Control Cable For OVC282Y, OVCO1Y, 
OVC02CB, OVC03Y, OVC044Y, OVCI6Y, and 

OVC172Y 
Control Cable For 0VC282Y, OVCO1Y. OVC02Y, 

OVC03Y, OVC044Y, OVC04Y, OVC1 6Y, and 

OVC172Y 
Control Cable For 0VC282Y, OVCO1Y.  
OVC02CB, OVC03Y, OVC044Y, OVC1 6Y, and 

OVC172Y 
Control Cable For 0VC282Y, OVC01tY, 
OVC02CB, OVC03Y. OVCO44Y, OVC16Y. and 

OVC172Y 
Control Cable For 0VC282Y, OVC01Y, OVC02Y, 

OVC03Y, OVC044Y, OVC04Y, OVC16Y, and 

OVC172Y 
Control Cable For 0VC282Y, OVC02Y, OVCO3Y, 

OVCO44Y, OVC04Y. and OVC16Y 

Control Cable For OVC01CB, OVC01Y, 
OVC02CB, OVC02Y, OVC03Y, OVC044Y, 
OVCO4Y, OVC16Y, OVC172Y, OVC175Y, 

OVC182Y, OVC217Y, and OVC282Y
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Division 1121 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 3.2C-2

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

OVC044Y

1VC574 

1VC579 

1VC614 

1VC723 

2VC701 

1PR067 

1PR068 

1VC039 

1VC063 

1VC065 

1VC066 

1VC069 

1VC070 

1VC076

Control Cable For OVCO1Y, OVCO2Y, OVCO3Y.  and OVCO4Y 
Control Cable For OVC282Y, OVCO2Y, OVCO3Y, 
OVCO44Y, OVCO4Y, and OVC16Y 

Control Cable For OVCO2CB, OVC282Y, 
OVCOIY, OVCO2Y, OVCO3Y, OVCO44Y, OVCO4Y, 

OVC16Y, and OVC172Y 
Control Cable For OVC282Y, OVCO2Y, OVCO3Y, 

OVC044Y, OVC04Y, and OVC16Y 

Control Cable For OVC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 

Power Cable For 0VC282Y, OVC02Y, OVC03Y, 
0VC044Y, OVC04Y, and OVC16Y 
Power Cable For 0VC282Y, 0VC044Y, and 

OVC16Y 
Control Cable For OVC282Y, OVCO1 Y, OVC02Y, 
OVC03Y. OVC044Y, OVC04Y, OVC16Y, and 

OVC172Y 
Control Cable For OVCOICB, 0VC217Y, 
0VC282Y, OVC01Y, OVC02CB, OVC03Y, 
OVC044Y, OVC16Y, OVC172Y, OVC175Y, and 

OVC182Y 
Control Cable For 0VC282Y, OVCO1Y, 
OVC02CB, OVC03Y, 0VC044Y, OVC1 6Y, and 

OVC172Y 
Control Cable For 0VC282Y, OVC01Y, OVC02Y, 
OVC03Y, OVC044Y, OVC04Y, OVC16Y, and 

OVC172Y 
Control Cable For OVC282Y, OVC01Y, 
OVC02CB, OVC03Y, OVC044Y, OVC1 6Y, and 

OVC172Y 
Control Cable For 0VC282Y, OVCO1VY, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 

OVC172Y 
Control Cable For OVC282Y, OVC01VY, OVC02Y, 
OVC03Y, OVC044Y, 0VC04Y, OVC16Y, and 

OVC172Y
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number3 $.2C-2

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

OVCO4Y

1VCo81 

IVC119 

1VC576 

1VC579 

1VC614 

1VC723 

2VC701 

1PR067 

1VC039 

1VC066 

1VC076 

IVC081 

1VCl19 

1VC574 

1VC579

Control Cable For 0VC282Y, OVC02Y, OVC03Y, oVCo44Y, OVC04Y, and OVC1 6Y 

Control Cable For OVCO1 CB, OVC01 Y.  

OVC02CB, OVC02Y, OVC03Y, OVC044Y, 

OVC04Y, OVC16Y, OVC172Y, OVC175Y, 
OVC182Y, OVC217Y, and 0VC282Y 

Control Cable For OVC044Y 

Control Cable For OVC282Y, OVC02Y, OVC03Y, 

OVC044Y, OVC04Y, and OVC16Y 

Control Cable For OVC02CB, 0VC282Y, 

oVCO1Y, OVC02Y, 0VC03Y, OVC044Y, OVC04Y, 

OVC16Y, and 0VC172Y 

Control Cable For 0VC282Y, OVC02Y, OVC03Y, 

OVC044Y, OVC04Y, and OVC16Y 

Control Cable For 0VC282Y, OVC02Y, OVC03Y, 

OVC044Y. OVC04Y, and OVC16Y 

Power Cable For 0VC282Y, OVC02Y, OVC03Y, 

OVCO44Y, OVC04Y, and OVC16Y 

Control Cable For 0VC282Y, OVC01Y, OVC02Y, 

OVC03Y, OVCO44Y, OVC04Y, OVC1B6Y, and 

OVC172Y 
Control Cable For 0VC282Y, OVC01Y, OVC02Y, 

OVC03Y, OVC044Y, 0VC04Y, OVC16Y, and 

OVC172Y 
Control Cable For 0VC282Y, OVC01Y, OVC02Y, 

OVC03Y, 0VC044Y, OVC04Y, 0VC16Y, and 

OVC172Y 
Control Cable For OVC282Y, OVC02Y, OVC03Y.  

OVC044Y, OVC04Y, and OVC16Y 

Control Cable For OVC01CB, OVC01Y, 
OVC02CB, OVC02Y. OVC03Y, OVC044Y.  
OVC04Y, OVC16Y, OVC172Y, OVC175Y, 
OVC182Y, OVC217Y. and 0VC282Y 

Control Cable For OVCOIY, OVC02Y, OVC03Y, 

and OVC04Y 
Control Cable For OVC282Y, OVC02Y, OVC03Y, 

OVC044Y. OVC04Y, and OVC16Y
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2C-2

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

OVC1 6Y

1VC614 

1VC723 

2VC701 

1PR067 

1PR068 

1VC039 

1VC063 

1VC065 

1VC066 

1VC069 

IVC070 

1VC076 

1VC077 

IVC081

Control Cable For OVC02CB, OVC282Y, OVCO1Y, oVC02Y, OVC03Y, OVCO44Y, OVC04Y, 
OVC16Y, and OVC172Y 
Control Cable For 0VC282Y, OVC02Y, OVC03Y, 

OVCO44Y, OVCO4Y, and OVC16Y 
Control Cable For 0VC282Y, OVC02Y, OVC03Y, 

OVC044Y, OVC04Y, and OVC16Y 
Power Cable For 0VC282Y, OVC02Y, OVCO3Y, 

OVC044Y, OVC04Y, and OVC16Y 
Power Cable For 0VC282Y, OVC044Y, and 

OVC16Y 
Control Cable For 0VC282Y. OVCO1VY, OVC02Y, 
OVC03Y, OVC044Y, OVC04Y, OVC16Y, and 

OVC172Y 
Control Cable For OVCO1CB, OVC217Y, 
0VC282Y, OVC01Y, OVC02CB, OVC03Y, 
OVC044Y, OVC16Y, OVC172Y, OVC175Y, and 

OVC1 82Y 
Control Cable For OVC282Y, OVCO1Y, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 

OVC172Y 
Control Cable For OVC282Y, OVCO0Y, OVC02Y, 
OVC03Y, OVC044Y, OVC04Y, OVC16Y, and 

OVC172Y 
Control Cable For 0VC282Y, OVCOIY, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 

OVC172Y 
Control Cable For 0VC282Y, OVCO1Y, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 

OVC172Y 
Control Cable For OVC282Y, OVCO1Y, OVC02Y, 
OVCO3Y, OVC044Y. OVC04Y, OVCI6Y, and 

0VC172Y 
Control Cable For OVC282Y, OVC02CB, and 

OVC16Y 
Control Cable For OVC282Y, OVC02Y, OVC03Y, 

OVC044Y, 0VC04Y, and OVC16Y
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2C-2

(Sheet 196)

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description 

1VC096 Control Cable For 0VC282Y, OVC02CB, and 
OVC16Y 

1VC119 Control Cable For OVCOICB, OVCO1Y.  
OVC02CB. OVC02Y. OVC03Y, OVCO44Y, 
OVC04Y, OVC16Y, OVC172Y, OVC175Y, 
OVC182Y, OVC217Y. and 0VC282Y 

1VC575 Control Cable For OVC1 6Y, OVC172Y. and 
0VC282Y 

1VC579 Control Cable For OVC282Y, OVC02Y. OVC03Y.  
OVCO44Y, OVC04Y. and OVC16Y 

1VC614 Control Cable For OVC02CB, OVC282Y.  
OVC01Y, OVC02Y. OVC03Y, OVC044Y, OVC04Y, 
OVC16Y, and OVC172Y 

1VC723 Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 

2VC701 Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y. and OVC16Y 

OVC172Y IVC039 Control Cable For 0VC282Y. OVCO1Y, OVC02Y.  
OVC03Y, OVC044Y, OVC04Y, OVC16Y, and 
OVC172Y 

1VC063 Control Cable For OVC01CB, OVC217Y, 
0VC282Y, OVCO1Y, OVC02CB, OVC03Y, 
OVC044Y, OVC16Y, OVC172Y, OVC175Y, and 
OVC182Y 

1VC065 Control Cable For OVC282Y, OVCOIY, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 
OVC172Y 

1VC066 Control Cable For 0VC282Y, OVC01Y, OVC02Y, 
OVC03Y. OVC044Y. OVC04Y. OVC16Y, and 
OVC1 72Y 

1VC069 Control Cable For 0VC282Y, OVCO1Y.  
0VC02CB. OVC03Y, OVC044Y, OVC16Y, and 
OVC172Y 

1VC070 Control Cable For OVC282Y. OVC01Y.  
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 
OVC172Y



-L / AMENDMENT Uý 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 3.2C-2

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

OVC175Y

OVC1 82Y

OVC217Y

0VC282Y

1VC076 

1VC=19 

1VC575 

1VC614 

1VC063 

1VCI19 

1VC063 

1VC=19 

1VC063 

1VC119 

1PR067

Control Cable For OVC282Y, OVCO1Y, OVCO2Y, OVC03Y. OVC044Y, OVC04Y, OVC16Y, and 

OVC172Y 
Control Cable For OVCO1CB, OVCOIY, 

OVC02CB, OVC02Y, OVC03Y, OVC044Y, 

OVC04Y. OVC16Y, OVC172Y, 0VC175Y, 

OVC182Y, OVC217Y, and 0VC282Y 

Control Cable For OVC16Y. OVC172Y. and 

0VC282Y 
Control Cable For OVC02CB, 0VC282Y, 

OVC01Y, OVC02Y, OVC03Y, OVCO44Y, OVC04Y, 
OVC16Y, and OVC172Y 
Control Cable For OVCO1CB, OVC217Y, 

0VC282Y, OVC01 Y, OVC02CB, OVC03Y, 
OVC044Y, OVC16Y. OVC172Y, OVC175Y, and 

OVC182Y 
Control Cable For OVCOICB, OVCO1Y, 

OVC02CB, OVC02Y, OVC03Y, OVC044Y, 
OVC04Y, OVC16Y, OVC172Y. OVC175Y.  
OVC182Y, OVC217Y, and 0VC282Y 

Control Cable For OVC01CB, OVC217Y, 

0VC282Y, OVC01Y. OVCO2CB, OVC03Y, 

OVC044Y, OVC16Y, OVC172Y, OVC175Y, and 

OVC182Y 
Control Cable For OVC01CB, OVC01Y, 

OVC02CB, OVC02Y, OVC03Y, OVC044Y, 

OVC04Y, OVC16Y, OVC172Y, OVC175Y, 
OVC182Y. OVC217Y, and 0VC282Y 

Control Cable For OVC01 CB, OVC217Y, 
OVC282Y, OVCOIY, OVCO2CB, OVC03Y, 

OVC044Y, OVC16Y, OVC172Y, OVC175Y, and 

OVC1 82Y 
Control Cable For OVCO1CB, OVCOIY, 
OVC02CB, OVC02Y, OVC03Y, OVC044Y, 
OVC04Y, OVC16Y. OVC172Y, OVC175Y.  
OVC182Y, OVC217Y, and 0VC282Y 

Power Cable For 0VC282Y. OVC02Y. OVC03Y, 

OVC044Y, OVC04Y, and OVC16Y

(Sheet 197)
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2C-2

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

1PR068 

1VC039 

1VC063 

1VC065 

1VC066 

1VC069 

IVC070 

1VO076 

1VC077 

IVCO8I 

1VC096 

1VC119 

1VC575 

1VC579

Power Cable For 0VC282Y, OVC044Y. and 
OVC1 6Y 
Control Cable For 0VC282Y. OVC01Y,. OVC02Y, 
OVC03Y, OVC044Y, OVCO4Y, OVC16Y. and 

OVC172Y 
Control Cable For OVCO1CB. OVC217Y.  
0VC282Y, OVC01Y, OVC02CB, OVCO3Y.  
0VC044Y, OVC16Y, OVC172Y. OVC175Y. and 

OVC182Y 
Control Cable For OVC282Y. OVCO1Y.  
OVC02CB. OVC03Y, OVC044Y, OVC16Y, and 

OVC172Y 
Control Cable For 0VC282Y, OVCO1Y. OVC02Y, 
OVC03Y, OVC044Y, OVC04Y, OVC1 6Y, and 

OVC172Y 
Control Cable For 0VC282Y, OVC01Y.  
OVC02CB, 0VC03Y, OVC044Y, OVC1 6Y, and 

OVC172Y 
Control Cable For OVC282Y. OVCO1 Y.  
OVC02CB. OVC03Y, OVC044Y, OVC1B6Y, and 

OVC172Y 
Control Cable For 0VC282Y, OVC01Y. OVC02Y.  
OVC03Y. OVC044Y, OVC04Y, OVC16Y. and 

OVC172Y 
Control Cable For OVC282Y, OVCO2CB, and 

OVC16Y 
Control Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y 
Control Cable For OVC282Y, OVC02CB, and 

0VC16Y 
Control Cable For OVCOICB, OVC01Y, 
OVC02CB, OVC02Y. OVC03Y, OVC044Y, 
OVC04Y, OVC16Y, OVC172Y, OVC175Y, 
OVC182Y, OVC217Y, and 0VC282Y 
Control Cable For OVC1B6Y, OVC172Y, and 

0VC282Y 
Control Cable For 0VC282Y, OVC02Y, OVC03Y, 

OVC044Y, OVC04Y, and OVC16Y

(Sheet 198)
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TABLE 2.4-4 (Cont' d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Descdption 

Fire Zone Number &.2C-2

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

1VC614 

1VC723 

2VC701

Unit I Components
1APO6EQ

NONE

Unit 2 Components

2CCOIPA 
2ESFComP21 
21PO1J 
2MS018D 
2NI-0031B

2CC283 
2EF016 
21P063 
2MS648 
2NR408 
2NR409 
2NR410 
2NR411 
2NR412

2NI-NRO05B 2NR412 

2NI-NRO05D 2NR412

Control Cable For 2CCO1 PA 
Control Cable For 2ESFComp21 

Control Cable For 21P01J 

Instrument Cable For 2MSO1BD 

Instrument Cable For 2NI-0031B 

Instrument Cable For 2NI-0031B 

Instrument Cable For 2NI-0031 B 

Instrument Cable For 2NI-0031B 

Instrument Cable For 2NI-0031B, 2NI-NROO5B, 
and 2NI-NRO05D 
Instrument Cable For 2NI-0031B, 2NI-NRO05B, 
and 2NI-NROO5D 

Instrument Cable For 2NI-0031B, 2NI-NRO05B, 
and 2NI-NRO05D

2AF005E

2AF005F

2AF005G

1AP077 1AP078 
1AP323 
1AP324 
1AP325 
1AP326 
2AP588 

2AF079 

2AF082 
2AF171 
21P050 

2AF079 

2AF084 
2AF182 
21P050 

2AF079 

2AF086

Control Cable For OVC02CB, OVC282Y, oVCOiY, OVC02Y. OVC03Y, OVC044Y, OVC04Y, 
OVC16Y, and OVC172Y 
Control Cable For 0VC282Y, OVC02Y, OVC03Y, 

OVC044Y, 0VC04Y, and OVC16Y 
Control Cable For 0VC282Y, OVC02Y, OVC03Y, 

OVC044Y, OVC04Y, and OVC16Y 

Power Cable For 1 AP06EQ and 2AP06ED 

Power Cable For 1AP06EQ and 2AP06ED 

Power Cable For 1AP06EQ and 2AP06ED 

Power Cable For iAP06EQ and 2AP06ED 

Power Cable For 1AP06EQ and 2AP06ED 

Power Cable For 1 AP06EO and 2APO6ED 

Control Cable For 1AP06EO and 2AP06ED 

Instrument Cable For 2AF005E, 2AF005F, 

2AF005G, and 2AF005H 
Instrument Cable For 2AF005E 

Instrument Cable For 2AF005E 
Control Cable For 2AF005E, 2AF005F, 
2AF005G, 2AF005H, and 21P04J 

Instrument Cable For 2AF005E, 2AF005F, 

2AF005G, and 2AF005H 
Instrument Cable For 2AF005F 

Instrument Cable For 2AFOO5F 

Control Cable For 2AF005E, 2AFO05F, 
2AF005G, 2AF005H, and 21P04J 
Instrument Cable For 2AF005E, 2AF005F, 

2AF005G, and 2AF005H 
Instrument Cable For 2AFOO5G

(Sheet 199)
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 

Equipment In Zone Description 

Fre Zone Number. 3.2C-2

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

2AF005H

2AF183 
21P050 

2AF079 

2AF088 

2AF184 

21P050

2AF006B 2AF062 2AF063 
2AF296 
2AF334 

2AF013E 2AF041 

2AF013F 2AF045 

2AF013G 2AF049 

2AF013H 2AF053 

2AF017B 2AF062 

2AF100 
2AF296 

2AF01PB 2AF068 

2AF070 
2AF168 
2AF298 
2AF338 
2AF346 

2AFO1PB-A 2AF159 

2AF160 
2AF162 
2AF169 

2EF014 
2AFOIPB-C 2AF290

instrument Cable For 2AF005G Control Cable For 2AF005E, 2AF005F, 

2AF005G. 2AF005H, and 21P04J 

Instrument Cable For 2AF005E, 2AF005F, 

2AF005G, and 2AF005H 

Instrument Cable For 2AF005H 

Instrument Cable For 2AF005H 

Control Cable For 2AF005E, 2AF005F, 

2AF005G, 2AF005H, and 21P04J 

Control Cable For 2AF006B and 2AF017B 

Control Cable For 2AFO06B 

Control Cable For 2AF006B and 2AF017B 

Control Cable For 2AF006B 

Control Cable For 2AF01 3E 

Control Cable For 2AF013F 

Control Cable For 2AF013G 

Control Cable For 2AF013H 

Control Cable For 2AF006B and 2AF017B 

Control Cable For 2AFOI7B 

Control Cable For 2AF006B and 2AFO17B 

Control Cable For 2AFO1 PB 

Control Cable For 2AF01PB 

Control Cable For 2AF01 PB 

Control Cable For 2AFO1 PB 

Instrument Cable For 2AFO1PB 

Control Cable For 2AF01 PB 

Control Cable For 2AFOi0PB-A 

Control Cable For 2AFOIPB-A 

Control Cable For 2AFOIPB-A 

Control Cable For 2AF01PB-A 

Control Cable For 2AFO1 PB-A 

Control Cable For 2AF01 PB-C

(Sheet 200)
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2C-2

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

2AP06ED 

2AP06EF 

2AP06EH 

2AP06EP 

2AP06EQ 
2AP06ER 

2AP06ES 
2AP06EU 

2AP06EV 

2AP92E

2EF013 
1AP077 

1AP078 

1AP323 

1AP324 

1AP325 

1AP326 

2AP080 

2AP588 

2AP045 

2AP314 

2DG213 

2AP119 

2AP120 

2CS013 

2CS020 

2CS034 

2CS043 

2CS044 

2CS058 

2AP053 

2DG054 

2DG148 

2DG213 

2AP313 

2EF045 

2SI011 

2AP183 

2AP185 

2AP406 

2DC243

Control Cable For 2AFO1 PB-C Power Cable For 1AP06EQ and 2AP06ED 

Power Cable For 1AP06EO and 2AP06ED 

Power Cable For IAP06EQ and 2AP06ED 

Power Cable For 1AP06EQ and 2AP06ED 

Power Cable For 1 AP06EQ and 2AP06ED 

Power Cable For IAP06EO and 2AP06ED 

Control Cable For 2AP06ED 
Control Cable For 1 APO6EO and 2AP06ED 

Control Cable For 2AP06EF 

Control Cable For 2AP06EF 
Control Cable For 2AP06EF and 2AP06ER 

Control Cable For 2AP06EH 

Control Cable For 2AP06EH 

Control Cable For 2APO6EP 

Control Cable For 2AP06EP 

Control Cable For 2AP06EP 

Control Cable For 2AP06EP 

Control Cable For 2AP06EP 

Control Cable For 2AP06EP and 2CSO09B 

Control Cable For 2AP06EQ 

Control Cable For 2DGO1 KB and 2AP06ER 

Control Cable For 2AP06ER 
Control Cable For 2AP06EF and 2AP06ER 

Control Cable For 2AP06ES 

Control Cable For 2AP06EU and 2RHO1 PB 

Control Cable For 2AP06EU 

Power Cable For 2AP06EV 

Control Cable For 2AP06EV 

Control Cable For 2AP06EV 

Control Cable For 2AP98E and 2AP92E
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TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

Fire Zone Number. 3.2C-2 
2DC245 Control Cable For 2AP98E and 2AP92E 

2AP98E 2DC243 Control Cable For 2AP98E and 2AP92E 

2DC245 Control Cable For 2AP98E and 2AP92E 

2CC01PB 2CC013 Control Cable For 2CCO1 PB 

2CC014 Control Cable For 2CCOIPB 

2CCO16 Control Cable For OCCO01E-D and 2CCO1 PB 

2CC284 Control Cable For 2CC01 PB 

2EF064 Control Cable For 2CCO1 PB 

2CC685 2CC041 Control Cable For 2CC685 

2CC042 Control Cable For 2CC685 

2CC278 Control Cable For 2CC685 

2CC9412B 2CC048 Control Cable For 2CC9412B 

2CC9413B 2CC055 Control Cable For 2CC9413B 

2CC056 Control Cable For 2CC9413B 

2CC9414 2CC063 Control Cable For 2CC9414 

2CC064 Control Cable For 2CC9414 

2CC9473B 2CC130 Control Cable For 2CC9473B 

2CS009B 2CS058 Control Cable For 2AP06EP and 2CS009B 

2CVO1PB 2CV016 Control Cable For 2CV01 PB 

2EF044 Control Cable For 2CV01 PB and 2SX01 PB 

2CV1 12C 2CV064 Control Cable For 2CV1 12C and 2CV81 11 

2CV073 Control Cable For 2CV112C 

2CV074 Control Cable For 2CV1 12C 

2CV1 12E 2CV085 Control Cable For 2CV1 12E 

2CV086 Control Cable For 2CV1 12E 

2CV121 2CV424 Instrument Cable For 2CV121 

2CV8104 2CV618 Control Cable For 2CV8104 

2CV81 11 2CV063 Control Cable For 2CV8111 

2CV064 Control Cable For 2CV1 12C and 2CV81 11 

2CV81 16 2CV649 Control Cable For 2CV8116 

2CV654 Control Cable For 2CV8116

(Sheet 202)
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number3. .2C-2

Division 12122

Affected Equipment Equipment 
Equipment In Zone Description

2CV8355B 
2CV8355C 
2DG01KB

2ESFComp22 

2FW-121A 

2FI-0121B 
21P02J 

21P04J 

2LI-0460A 

2U-0502A 

2LI-0503A

2CV623 
2CV626 

2DG052 

2DG053 

2DG054 

2DG150 

2DG201 

2EF015 

2EF017 

2CV421 

2CV422 

2CV421 

21P065 

2NR199 

2NR200 

21P050 

21P069 

2NR203 

2NR204 

2RY323 

2RY323 

2SI466

Control Cable For 2CV8355B 
Control Cable For 2CV8355C 

Control Cable For 2DGO1 KB 

Control Cable For 2DGO1 KB 

Control Cable For 2DGO1KB and 2AP06ER 

Control Cable For 2DGO1 KB 

Control Cable For 2DG01 KB 

Control Cable For 2ESFComp22 

Control Cable For 2ESFComp22 

instrument Cable For 2F1-0121A and 2F1-0121 B 

Instrument Cable For 2FI-0121A 

Instrument Cable For 2FI-0121A and 2FI-0121B 

Control Cable For 21P02J 

Control Cable For 2NI-NRO06B, 2NI-NRO06D, 
21P02J. and 2NI-0032B 
Control Cable For 21P02J and 2NI-0032B 

Control Cable For 2AFOO5E, 2AFO05F, 
2AF005G, 2AF005H, and 21P04J 

Control Cable For 21P04J 

Control Cable For 21P04J 

Control Cable For 21P04J 

Instrument Cable For 21--0460A. 2L1-0502A. 2L1

0931.,2PI-0515A, 2PI-0525A, 2PI-0535A, 2PI
0545A. 2TI-041 3B, 2TI-0423B, 2T]-O433B. and 
2TI-0443B 
Instrument Cable For 2L1-0460A, 2L1-0502A, 2L1
0931,.2PI-0515A, 2PI-0525A, 2P1-0535A. 2PI
0545A, 2TI-0413B, 2TI-0423B, 2"1"-0433B, and 

2TI-0443B 
Instrument Cable For 211-0503A, 2LU-0933, 2P1

0403A, 2PI-0516A, 2PI-0546A, and 2TI-0605
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 

Equipment In Zone Descdption 

Fire Zone Number 3.2C-2

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

2LI-0931

2LI-0933 

2LL-SI075B 
2MSOOIA-DIV22 

2MS001 B-DIV22 

2MSOO1C-DIV22 

2MSOO1D-DIV22 

2MS018B 

2MS018C

2RY323 

2SI466 

2SI257 

2MS273 

2MS276 

2MS525 

2MS530 

2MS289 

2MS521 

2MS299 

2MS523 

2MS525 

2MS312 

2MS521 

2MS528 

2MS533 

2MS576 

2MS610 

2MS612 

2MS642 

2MS643 

2MS577 

2MS610 

2MS612 

2MS645

Instrument Cable For 2L1-0460A, 2LI-0502A, 2L10931, 2PI-0515A, 2PI-0525A, 2PI-0535A, 2PI
0545A, 2TI-0413B, 2T"-0423B, 2T1-0433B. and 

2TI-0443B 
Instrument Cable For 2L1-0503A, 21-1-0933, 2PI

0403A, 2PI-0516A, 2PI-0546A, and 2TI-0605 

Control Cable For 2LL-SI075B 

Control Cable For 2MSOOIA-DIV22 

Control Cable For 2MS001A-DIV22 

Control Cable For 2MSOO1 A-DIV22 and 

2MSOO1C-DIV22 
Control Cable For 2MSOO1 A-DIV22 

Control Cable For 2MSOO1B-DIV22 

Control Cable For 2MSOO1 B-DIV22 and 

2MS001D-DIV22 
Control Cable For 2MSOO1C-DIV22 

Control Cable For 2MS001 C-DIV22 

Control Cable For 2MSOO1 A-DIV22 and 

2MS001C-DIV22 
Control Cable For 2MSOO1D-DIV22 

Control Cable For 2MSOO1B-DIV22 and 

2MS001D-D1V22 
Control Cable For 2MSOO1 D-DIV22 

Control Cable For 2MSOO1D-DIV22 

Instrument Cable For 2MS018B 

Control Cable For 2MS018B and 2MSO18C 

Control Cable For 2MS018B and 2MSO18C 

Instrument Cable For 2MS01 8B 

Instrument Cable For 2MS01 8B 

Instrument Cable For 2MS018C 

Control Cable For 2MS01 8B and 2MSO18C 

Control Cable For 2MSO18B and 2MS018C 

Instrument Cable For 2MS018C

(Sheet 204)

BYRON -FPR



AMENDMENT-kU-" DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 

Equipment In Zone Description 

Fire Zone Number. 3.2C-2

Division 12/22 
Affected Equipment Equipment 

Equipment in Zone Description

2MS101A 

2MS101B 

2MS101C 

2MS101D 

2NI-0032B

2MS646 
2MS319 

2MS320 

2MS319 

2MS325 

2MS319 

2MS330 

2MS319 

2MS335 

2NR151 

2NR153 

2NR154 

2NR164 

2NR165 

2NR199

2NR200 
2NR236 
2NR418 
2NR419 
2NR420 
2NR421 
2NR422 

2NI-NRO06B 2NR199 

2NR264 
2NR422

Instrument Cable For 2MSO18C Control Cable For 2MS101A. 2MS101B.  

2MS101C, and 2MS101D 

Control Cable For 2MS101A 

Control Cable For 2MS101A, 2MS101B, 

2MS101C, and 2MS101D 

Control Cable For 2MS101B 

Control Cable For 2MS101A, 2MS101B, 

2MS101C, and 2MS101D 

Control Cable For 2MS101C 

Control Cable For 2MS101A, 2MS101B, 

2MS101C, and 2MS101D 

Control Cable For 2MS101D 

Instrument Cable For 2NI-0032B 

Instrument Cable For 2NI-0032B 

instrument Cable For 2NI-0032B 

Control Cable For 2NI-0032B 

Control Cable For 2NI-0032B 

Control Cable For 2NI-NRO06B. 2NI-NRO06D, 

21P02J, and 2NI-0032B 
Control Cable For 21P02J and 2NI-0032B 

Instrument Cable For 2NI-0032B 

instrument Cable For 2NI-0032B 

Instrument Cable For 2NI-0032B 

Instrument Cable For 2NI-0032B 

Instrument Cable For 2NI-0032B 

instrument Cable For 2NI-0032B, 2NI-NRO06B.  

and 2NI-NRO06D 
Control Cable For 2NI-NRO06B, 2NI-NRO06D.  

21P02J, and 2NI-0032B 
Instrument Cable For 2NI-NRO06B 

Instrument Cable For 2NI-0032B, 2NI-NRO06B.  

and 2NI-NRO06D
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TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2C-2

Divsion 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

2NI-NRO06D 2NR199 

2NR298 
2NR422

2PI-0403A 

2PI-0456 

2PI-0458 

2PI-0515A 

2PI-0516A 

2PI-0525A 

2PI-0535A 

2PI-0545A 

2PI-0546A 

2RC014B 
2RC014D 
2RH01 PB

2SI466 

2RC496 

2MS054 
2RC509 
2RY323 

2SI466 

2RY323 

2RY323 

2RY323 

2SI466 

2RC625 
2RC631 
2EF045 
2RHO1O 
2RH092

Control Cable For 2NI-NRO06B, 2NI-NRO06D, 2IP02J, and 2NI-0032B 
Instrument Cable For 2NI-NRO06D 
Instrument Cable For 2NI-0032B, 2NI-NRO06B.  

and 2NI-NRO06D 
Instrument Cable For 2L1-0503A, 2L1-0933, 2PI

0403A, 2PI-0516A, 2PI-0546A, and 2TI-0605 

Instrument Cable For 2PI-0456, 2TI-RC005B, 
2TI-RC006B, 2TI-RC007B, and 2TI-RC008B 

Instrument Cable For 2PI-0458 

Instrument Cable For 2PI-0458 

Instrument Cable For 2L1-0460A, 21-0502A, 211

0931, 2PI-0515A, 2PI-0525A, 2PI-0535A, 2PI

0545A, 2TI-0413B, 2TI-0423B, 2TI-04338, and 

2TI-0443B 
Instrument Cable For 211-0503A, 2L1-0933, 2PI

0403A. 2PI-051 6A, 2PI-0546A, and 2T1-0605 

Instrument Cable For 2L1-0460A, 2U-0502A, 211

0931. 2PI-0515A, 2P1-0525A, 2PI-0535A, 2PI

0545A. 2TI-0413B, 2TI-0423B, 2TI-0433B, and 

2TI-0443B 
Instrument Cable For 2L-0460A, 2LI-0502A, 2L1

0931, 2PI-051 5A, 2PI-0525A, 2PI-0535A, 2PI

0545A, 2TI-0413B, 2TI-0423B, 2TI-0433B, and 

2TI-0443B 
Instrument Cable For 2LU-0460A, 2L1-0502A, 2U1

0931, 2PI-051 5A, 2PI-0525A, 2PI-0535A, 2PI

0545A, 2TI-0413B. 2TI-0423B, 2TI-0433B, and 

2TI-0443B 
Instrument Cable For 2LI-0503A, 2LU-0933, 2PI

0403A, 2PI-0516A, 2PI-O546A, and 2TI-0605 

Control Cable For 2RC014B 

Control Cable For 2RC014D 
Control Cable For 2AP06EU and 2RHO1 PB 

Control Cable For 2RH01 PB 

Control Cable For 2RHO1 PB

(Sheet 206)
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AMENDMENT 2U 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11121 

Affected Equipment Equipment 

Equipment In Zone Description 

Fire Zone Number3. .2C-2

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

2RH611 2RH8701B 
2RH8702B 
2RH8716B 
2RY456 

2RY8000B 
2SI8801B 

2SI8804B 
2SI8807B 
2SI8809B 
2SI8811B 

2SI8812B 
2SI8924 
2SX001B 
2SX005 
2SXO1O 
2SXO11 
2SX016B 
2SXO1PB 

2SXO1PB-C 

2SX027B 
2SX034 

2SX136 
2SX147B

2RH021 
2RH043 

2RH065 
2RH073 
2DC102 
2RY420 
2RY487 
2RY397 
2SI020 
2S1040 
2SI063 
2SI085 
2SI139 
2SI164 
2SI512 
2SI522 
2SI175 
2SI472 
2SX037 
2SX044 

2SX092 
2SX095 
2SX056 
2EF044 
2SX019 
2SX305 
2SX314 
2SX062 
2SX068 

2SX083 
2LV034

Control Cable For 2RH61 1 
Control Cable For 2RH8701 B 

Control Cable For 2RH8702B 

Control Cable For 2RH8716B 

Control Cable For 2RY456 

Control Cable For 2RY456 

Control Cable For 2RY456 

Control Cable For 2RY8000B 

Control Cable For 2SI8801B 

Control Cable For 2SI8801 B 

Control Cable For 2SI8804B 

Control Cable For 2SI8807B 

Control Cable For 2SI8809B 

Control Cable For 2SI8811i B 

Control Cable For 2SI8811B 

Control Cable For 2SI881 1B 

Control Cable For 2SI8812B 

Control Cable For 2SI8924 

Control Cable For 2SXOO1B 

Control Cable For 2SX005 

Control Cable For 2SXO1O 

Control Cable For 2SXO1 1 

Control Cable For 2SX016B 

Control Cable For 2CVO1 PB and 2SX01 PB 

Control Cable For 2SXO1 PB 

Control Cable For 2SX01 PB-C 

Control Cable For 2SX01 PB-C 

Control Cable For 2SX027B 

Control Cable For 2SX034 

Control Cable For 2SX136 

Control Cable For 2SX1 47B

(Sheet 207)
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AMENDMENT 2u-j 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 

Equipment In Zone Description 

Fire Zone Number: 3.2C-2

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

2SX169B 
2TI-0413B 

2TI-0423B 

2TI-0433B 

2TI-0443B 

2TI-0605

2SX190 2SX191 

2SX301 

2RY323 

2RY323 

2RY323 

2RY323 

2SI466

2TI-IT002 21T422 2RC669 

2RC670 
2TI-RC005B 2MS037 

2RC496 

2RC613 

2TI-RC006B 2MS037 

2RC496 

2RC613

Control Cable For 2SX147B 
Control Cable For 2SX1 47B 

Control Cable For 2SX1 69B 

Instrument Cable For 21--0460A, 2L1-0502A, 2L1

0931, 2PI-0515A. 2PI-0525A, 2PI-0535A, 2PI

0545A. 2TI-0413B, 2TI-0423B, 2TI-0433B, and 

2TI-0443B 
Instrument Cable For 2L1-0460A, 2L1-0502A, 21

0931, 2PI-0515A, 2PI-0525A, 2PI-0535A, 2P1

0545A, 2TI-0413B, 2TI-0423B, 2TI-0433B, and 

2TI-0443B 
Instrument Cable For 2L1-0460A, 2L1-0502A, 2L1

0931, 2PI-0515A, 2PI-0525A, 2PI-0535A, 2PI

0545A. 2TI-0413B, 2TI-0423B, 2TI-0433B. and 

2TI-0443B 
Instrument Cable For 211-0460A, 211-0502A, 2L1

0931, 2PI-0515A, 2PI-0525A, 2PI-0535A. 2P1

0545A, 2TI-0413B, 2TI-0423B, 2TI-0433B. and 

2TI-0443B 
Instrument Cable For 211-0503A, 2L1-0933, 2PI

0403A. 2PI-0516A, 2PI-0546A, and 2TI-0605 

Instrument Cable For 2TI-IT002 

Control Cable For 2TI-IT002 

Instrument Cable For 2TI-IT002 

Instrument Cable For 2TI-RC005B. 2TI-RC006B, 

2TI-RCO07B, and 2TI-RC008B 
Instrument Cable For 2PI-0456, 2TI-RC005B, 

2TI-RCO06B, 2TI-RCO07B, and 2TI-RC008B 

Instrument Cable For 2TI-RC005B, 2TI-RC006B.  

2TI-RC007B, and 2TI-RCO08B 
Instrument Cable For 2TI-RCO05B, 2TI-RC006B, 

2TI-RC007B, and 2TI-RC008B 
Instrument Cable For 2PI-0456, 2TI-RCOO5B, 

2TI-RC006B, 2TI-RC007B, and 2TI-RCOOBB 

Instrument Cable For 2TI-RC005B, 2TI-RC0O6B, 

2TI-RCO07B. and 2TI-RC008B

(Sheet 208)
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AMENDMENT-2tT" 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2C-2

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

2TI-RC007B 2MS037 

2RC496 

2RC613 

2TI-RCO08B 2MS037 

2RC496 

2RC613

2UL-AN012-A7 

2UL-AN012-17 

2UL-AN012-C7 

2VDO1CB 

2VDOIYA 

2VDO1YB 

2VD02YA 

2VDO2YB 

2VE01C 
2VEO1Y 
2VE02Y 
2VPOICB 

2VP01CD

2AN021 

2AN021 

2AN021 

2VD012 

2VD012 

2VD012 

2VD012 

2VD012 

2VE007 
2VE033 
2VE033 
2VP038 
2VP041 
2VP082 

2VP085

Instrument Cable For 2TI-RCO05B, 2TI-RC006B, 2TI-RC007B, and 2TI-RC008B 
Instrument Cable For 2PI-0456. 2TI-RC005B, 
2TI-RCO06B, 2TI-RCO07B, and 2TI-RC008B 

Instrument Cable For 2TI-RC005B, 2TI-RC006B, 

2TI-RC007B, and 2TI-RC008B 
Instrument Cable For 2TI-RCO05B, 2TI-RC006B, 

2TI-RC007B, and 2TI-RC008B 
Instrument Cable For 2PI-0456, 2TI-RCO05B, 
2TI-RC006B, 2TI-RCO07B, and 2TI-RC008B 

Instrument Cable For 2TI-RC005B, 2TI-RC006B, 

2TI-RC007B, and 2TI-RC008B 
Control Cable For 2UL-ANO12-A7, 2UL-AN012

B7, and 2UL-AN012-C7 
Control Cable For 2UL-AN012-A7. 2UL-AN012

B7, and 2UL-ANO12-C7 
Control Cable For 2UL-AN012-A7, 2UL-ANO12

B7, and 2UL-AN012-C7 
Control Cable For 2VDO1CB, 2VDO1 YA, 
2VDO1YB, 2VD02YA, and 2VDO2YB 

Control Cable For 2VDO01CB, 2VDO1YA, 
2VDO1YB, 2VDO2YA, and 2VD02YB 
Control Cable For 2VDO1CB. 2VD01YA, 
2VDO1YB, 2VD02YA, and 2VD02YB 

Control Cable For 2VD01CB, 2VD01YA, 
2VD01YB, 2VD02YA, and 2VD02YB 

Control Cable For 2VDO1 CB, 2VDO1YA, 
2VD01YB, 2VD02YA, and 2VD02YB 

Control Cable For 2VEOIC 
Control Cable For 2VEO1Y and 2VE02Y 

Control Cable For 2VEO1Y and 2VE02Y 

Control Cable For 2VP01CB 

Control Cable For 2VP01CB 

Control Cable For 2VP01CD 

Control Cable For 2VPO1CD

(Sheet 209)
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TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2C-2

AMENDMENT"•,• 
DECEMBER 2002

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

2VX01C 2VX06C
2VX008 2VX049

Control Cable For 2VX01 C Control Cable For 2VX06C

(Sheet 210)



AMENDMENT 20 
DECEMBER 2002

TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2D-1

Unit 0 (Common) Components 

NONE

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

OCCO01E-C

OFI-SX044 

OSX02PB 

0SX146 
OSX162B 
OVA01CB 

OVA02CB 

0VA475Y

ICCO16 
1CCO30 
1CC175 

1EF043 
1SX378 
1SX379 
1DC184 

1 SX097 
1SX203 
ISX204 
1SX089 
1SX170 
1VAO1O 
1VAOI1 
1VA023 
1VA037 
1VA020 
1VA023 
1VA033 
1VA799 
1VA024 
1VA025 
1VA031 
1VA033 
1VA035 
1VA037

Control Cable For OCCO1E-C and 1CCO1 PB 
Control Cable For OCCO1E-C 
Control Cable For OCCO1E-C 
Control Cable For OCCO01E-C 

Instrument Cable For OFI-SX044 

Instrument Cable For OFI-SX044 

Control Cable For 0SX02PB, 1AF005E, 
1AF005F, 1AF005G, 1AF005H, 1AF01PB, 
1MSOO1A-DIV12, IMSOO1B-DIV12, IMS001C
DIV1i2, 1MS001D-DIV12, 1AF01PB-A, 1AF01PB
C, and 1SX173 

Control Cable For OSX02PB 

Control Cable For OSX02PB 

Control Cable For OSX02PB 

Control Cable For 0SX146 

Control Cable For OSX162B 

Control Cable For OVAO1CB 

Control Cable For OVAO1CB 

Control Cable For OVA01 CB and OVA02CB 

Control Cable For OVA0I1CB and 0VA475Y 

Control Cable For OVA02CB 

Control Cable For OVA01CB and OVA02CB 

Control Cable For OVA02CB and 0VA475Y 

Control Cable For OVA02CB 

Control Cable For 0VA475Y 

Control Cable For 0VA475Y 

Control Cable For 0VA475Y 

Control Cable For OVA02CB and 0VA475Y 

Control Cable For 0VA475Y 

Control Cable For OVA01 CB and 0VA475Y

(Sheet 211)
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AMENDMENT •
DECEMBER 2002

TABLE 2.4-4 (Cont d)

DMsion 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 3.2D-1

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

0VC01CB

OVCO1Y

1VA129 
1VA794 
1VC059 
1VC071 

IVCl19 

1VC036 

1VC060 

IVC065 

1VC066 

1VC069 

1VC070 

IVC071 

IVC119 

IVC614

Control Cable For 0VA475Y 
Control Cable For 0VA475Y 

Power Cable For OVC01 CB 

Control Cable For OVCO1 CB, 0VC282Y.  

OVCO1Y, OVC03Y. OVC044Y. 0VC16Y, and 

OVC172Y 
Control Cable For OVCO1CB. OVCOIY, 
OVC02CB, OVC02Y, OVC03Y, OVC044Y, 
OVCo4Y, OVC16Y, OVC172Y, OVC175Y, 

OVC182Y, OVC217Y. and OVC282Y 

Control Cable For 0VC282Y, OVCOI1Y, OVC03Y, 

OVC044Y. OVC16Y, and OVC172Y 

Control Cable For 0VC282Y, OVCOIY, OVC02Y.  

OVCo3Y, oVC044Y. OVC04Y, OVC1 6Y, and 

OVCi72Y 
Control Cable For 0VC282Y, OVCOIY, 
OVC02CB, OVC03Y, OVC044Y, OVC1 6Y, and 

OVC172Y 
Control Cable For OVC282Y, OVC01Y, OVC02Y, 

OVC03Y, OVC044Y, OVCO4Y, OVC16Y, and 

OVC172Y 
Control Cable For 0VC282Y, OVCO1Y, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 

OVC172Y 
Control Cable For 0VC282Y, OVCOiY, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 

OVC172Y 
Control Cable For OVC01CB, 0VC282Y, 
OVC01Y, OVC03Y, OVC044Y, OVC16Y, and 

OVC172Y 
Control Cable For OVCOICB, OVCO1Y, 
OVC02CB, OVC02Y, OVC03Y, OVC044Y, 

OVC04Y, OVC16Y. OVC172Y, OVC175Y.  

OVC182Y, OVC217Y, and 0VC282Y 

Control Cable For OVC02CB, OVC282Y, 
OVCO0Y, OVC02Y, OVC03Y, OVC044Y, OVC04Y, 

OVC16Y, and OVC172Y

(Sheet 212)
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AMENDMENT' 2ý DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Rre Zone Number. 3.2D-1

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

OVC02CB

OVC02Y

OVC03Y

1VC065 

1VC067 
1VC069 

IVC070 

1VC072 
1VC077 

1VC119 

IVC614 

1 PR067 

1VC060 

1VC066 

1VCI19 

1VC614 

1PR067

Control Cable For 0VC282Y, OVC01Y, OVC02CB, OVC03Y, OVC044Y, OVC1 6Y, and 

OVC172Y 
Power Cable For OVC02CB 
Control Cable For 0VC282Y, OVC01Y, 
OVC02CB, OVC03Y, OVC044Y. OVC16Y, and 

OVC172Y 
Control Cable For OVC282Y, 0VCO1 Y, 
OVC02CB, OVC03Y,.OVC044Y, OVC16Y, and 

OVC172Y 
Control Cable For OVC02CB 

Control Cable For 0VC282Y, OVC02CB, and 

OVC16Y 
Control Cable For OVC01CB, OVCOIY, 
OVC02CB, OVC02Y, OVC03Y. OVC044Y, 
OVC04Y, OVC16Y, OVC172Y, OVC175Y, 
OVC182Y, OVC217Y, and 0VC282Y 

Control Cable For OVC02CB, OVC282Y, 
OVCO1Y, OVC02Y, OVC03Y, OVC044Y. OVC04Y, 

OVC16Y, and OVC172Y 
Power Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, 0VC04Y, and OVC16Y 
Control Cable For OVC282Y, OVCO1Y, OVC02Y, 
OVC03Y, OVCO44Y, OVCO4Y, OVC16Y, and 

OVC172Y 
Control Cable For 0VC282Y, OVCO1 Y, OVC02Y.  
OVC03Y. OVC044Y, OVC04Y, OVC16Y, and 

OVC172Y 
Control Cable For OVCO1CB, OVC01Y, 
OVC02CB, OVC02Y, OVC03Y, OVCO44Y, 
OVC04Y, OVCi6Y, OVC172Y, OVC175Y, 
OVC182Y, OVC217Y, and OVC282Y 
Control Cable For OVC02CB, 0VC282Y, 
OVCO1Y, OVC02Y, OVC03Y, OVCO44Y, OVCO4Y, 

OVC16Y, and OVC172Y 
Power Cable For 0VC282Y, OVC02Y, OVC03Y, 
OVC044Y, OVC04Y, and OVC16Y

(Sheet 213)
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BYRON - FPR AMENDMENT 20 

DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 1121 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2D-1

(Sheet 214)

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description 

1VC036 Control Cable For 0VC282Y, OVCO1Y. OVC03Y, 
OVC044Y, OVC16Y, and OVC172Y 

1VC060 Control Cable For 0VC282Y, OVCO1Y, OVCO2Y, 
OVC03Y, OVC044Y, OVC04Y, OVC16Y, and 
OVC172Y 

1VC065 Control Cable For 0VC282Y, OVC01Y, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 
OVC172Y 

1VC066 Control Cable For OVC282Y, OVCO1Y, OVC02Y, 
0VC03Y, 0VC044Y, OVC04Y, OVC1 6Y, and 
OVC172Y 

1VC069 Control Cable For 0VC282Y, OVC01Y, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 
OVC172Y 

1VC070 Control Cable For 0VC282Y, OVCO1Y, 
0VC02CB, OVC03Y, OVC044Y, 0VC16Y, and 
OVC172Y 

1VC071 Control Cable For OVCO1CB, 0VC282Y, 
OVC01Y, 0VC03Y. OVCO44Y. OVC16Y, and 
OVC172Y 

1VC119 Control Cable For OVCO1CB, OVCO1Y, 
OVC02CB, OVC02Y, OVC03Y, OVCO44Y, 
OVC04Y, OVC16Y, OVC172Y, OVC175Y, 
OVC182Y, OVC217Y, and OVC282Y 

1VC614 Control Cable For OVC02CB, 0VC282Y, 
OVCO1Y, OVC02Y, OVC03Y, OVC044Y, OVC04Y, 
OVC16Y, and OVC172Y 

0VC044Y 1 PRO67 Power Cable For OVC282Y, OVCO2Y, OVCO3Y, 
OVC044Y, OVC04Y, and OVC16Y 

1PR068 Power Cable For 0VC282Y, OVC044Y, and 
OVC16Y 

1VC036 Control Cable For 0VC282Y, OVC01Y, 0VC03Y, 
OVC044Y, OVC1B6Y, and OVC172Y 

1VC060 Control Cable For 0VC282Y, OVCO1Y, OVC02Y, 
OVC03Y, OVCO44Y, OVC04Y, OVC16Y, and 
OVC172Y



AMENDMENTha-." DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 

Equipment In Zone Description 

Fire Zone Number, 3.2D-1

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

OVC04Y

1VC065 

1VC066 

1VO069 

1VC070 

1VC071 

1VCl19 

1VC614 

1PR067 

1VC060 

1VC066 

1VCI19 

1VC614

Control Cable For 0VC282Y, OVC01Y, OVC02CB, OVC03Y, OVCo44Y. OVC16Y, and 

OVC1 72Y 
Control Cable For OVC282Y, OVCO1Y, OVC02Y, 
oVCo3Y, oVCo44Y. OVC04Y, OVC16Y, and 

OVC172Y 
Control Cable For OVC282Y, OVCOIY.  
OVC02CB, OVCo3Y, OVC044Y, OVC16Y, and 

OVC172Y 
Control Cable For 0VC282Y, OVC01 Y, 
OVC02CB, OVCO3Y, OVC044Y. OVC16Y. and 

OVC172Y 
Control Cable For OVC01 CB, OVC282Y, 
OVC01Y, OVCo3Y, OVC044Y, OVC16Y. and 

OVC172Y 
Control Cable For OVCO1CB, OVCO1Y, 
OVC02CB, OVC02Y, OVC03Y, OVC044Y, 
OVC04Y, OVC16Y, OVC172Y, OVC175Y.  
OVC182Y, OVC217Y, and OVC282Y 
Control Cable For OVC02CB, 0VC282Y, 
OVCO1Y. OVC02Y, OVC03Y, OVC044Y, OVC04Y, 

OVC16Y, and OVC172Y 
Power Cable For 0VC282Y, OVC02Y, OVC03Y, 

0VCO44Y, OVC04Y, and OVC16Y 
Control Cable For 0VC282Y. OVC01Y, OVC02Y, 
OVC03Y, OVC044Y, OVC04Y, OVC16Y, and 

OVC172Y 
Control Cable For 0VC282Y, OVCO1Y, OVC02Y, 
OVC03Y, OVC044Y, OVC04Y, OVC16Y, and 

OVC172Y 
Control Cable For OVC01CB, OVCO1Y, 
OVC02CB, OVC02Y, OVC03Y, OVC044Y, 
OVC04Y, OVC16Y, OVC172Y, 0VC175Y, 
OVC182Y, OVC217Y, and 0VC282Y 
Control Cable For OVC02CB, 0VC282Y, 
OVCO1Y, OVC02Y, OVC03Y, OVC044Y, OVC04Y, 

OVC16Y, and OVC172Y

(Sheet 215)
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BYRON - FPR
AMENDMENT 

DECEMBER 2002

TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 

Equipment In Zone Description 

Fre Zone Number 32D-1

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

OVC16Y

OVC172Y

1PR067 

1PRO68 

1VC036 

IVC060 

IVC065 

IVC066 

1VC069 

IVC070 

1VC071 

1VC077 

1VC=19 

1VC614 

1VC036

Power Cable For 0VC282Y, oVC02Y, OVC03Y, 0VCO44Y, OVC04Y, and OVC16Y 
Power Cable For 0VC282Y, OVC044Y, and 

OVC16Y 
Control Cable For OVC282Y. OVCOiY, OVC03Y, 

OVC044Y, oVC16Y. and OVC172Y 
Control Cable For 0VC282Y, OVCOIY, OVCO2Y, 
OVC03Y, 0VC044Y, OVC04Y, OVC16Y, and 

OVC172Y 
Control Cable For 0VC282Y, OVCO1Y, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 

OVC172Y 
Control Cable For OVC282Y, OVC01 Y, OVC02Y, 
OVCo3Y, oVC044Y, OVC04Y, OVC16Y, and 

OVC172Y 
Control Cable For OVC282Y, OVCO1 Y, 
OVC02CB, OVC03Y, OVC044Y, OVC1 6Y, and 

OVC172Y 
Control Cable For OVC282Y, OVC01Y, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 

OVC172Y 
Control Cable For OVC01 CB, OVC282Y, 
OVCO1Y, OVC03Y, OVC044Y, OVC16Y, and 

OVC172Y 
Control Cable For 0VC282Y. OVCO2CB, and 

OVCi6Y 
Control Cable For OVC01CB, OVCO1Y, 
OVC02CB, OVC02Y, OVC03Y, OVC044Y, 
OVC04Y, OVC16Y, OVC172Y, OVC175Y, 
0VC182Y, OVC217Y, and 0VC282Y 

Control Cable For OVC02CB, 0VC282Y, 
OVC01Y, OVC02Y, OVC03Y, OVC044Y, OVC04Y, 

OVC16Y, and OVC172Y 
Control Cable For 0VC282Y. OVC01Y, OVC03Y, 

OVC044Y, OVC16Y, and 0VC172Y 
Control Cable For OVC282Y, OVCOIY, OVC02Y, 
OVC03Y, OVC044Y, OVC04Y, OVC1 6Y, and 

0VC172Y

(Sheet 216)
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AMENDMENT ,DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

DMsion 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2D-1

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

OVC175Y 

OVC182Y 

OVC217Y 

0VC282Y

1VC065 

1VC066 

1VC069 

1VC070 

IVC071 

1VCl19 

1VC614 

1VCl19 

1VC119 

1VCl19 

1PRO67 

IPRO68

Control Cable For 0VC282Y, OVC01Y.  OVC02CB, OVC03Y, oVC044Y, OVC16Y, and 

OVC172Y 
Control Cable For 0VC282Y, OVCO1Y. OVCO2Y, 
OVCo3Y, oVCo44Y, OVC04Y, OVCI16Y. and 

OVC172Y 
Control Cable For 0VC282Y, OVCO0Y.  
OVC02CB, OVC03Y. OVC044Y, OVC16Y, and 

OVC172Y 
Control Cable For OVC282Y, OVCO1YV.  
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 

OVC172Y 
Control Cable For OVC01CB, 0VC282Y, 
OVCO1Y, OVC03Y, OVC044Y. OVC1B6Y, and 

OVC172Y 
Control Cable For OVC01CB, OVCO1Y.  
OVC02CB, OVC02Y. OVC03Y, OVC044Y, 
OVC04Y, OVC16Y. OVC172Y. OVC175Y, 
OVC182Y, OVC217Y. and 0VC282Y 

Control Cable For OVC02CB, 0VC282Y.  
OVC01Y, OVC02Y, OVC03Y. OVC044Y. OVCO4Y, 

OVC16Y. and OVC172Y 
Control Cable For OVCO1CB, OVC01Y, 
OVC02CB, OVC02Y, OVC03Y. OVC044Y, 
OVC04Y, OVC16Y, OVC172Y, OVC175Y, 
OVCI182Y, OVC217Y, and 0VC282Y 

Control Cable For OVCOICB, OVC01Y, 
OVC02CB, OVC02Y, OVC03Y, OVC044Y, 
OVC04Y, OVC16Y. OVC172Y. OVC175Y.  
OVC1 82Y, OVC217Y, and OVC282Y 
Control Cable For OVCOICB, OVC01Y, 
OVC02CB, OVC02Y, OVC03Y, OVC044Y.  
0VC04Y, OVC16Y, OVC172Y, OVC175Y, 
OVC182Y, OVC217Y, and 0VC282Y 
Power Cable For 0VC282Y. OVC02Y, OVC03Y, 

OVCO44Y, OVCO4Y, and OVC16Y 

Power Cable For OVC282Y, OVC044Y, and 

OVC16Y
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AMENDMENT 20 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2D-1 

Unit Components 

NONE

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

1VC036 

1VC060 

1VC065 

1VC066 

1VC069 

1VC070 

1VC071 

1VC077 

1VCl19 

1VC614

IAF005E 1AF079 

1AF082

Control Cable For 0VC282Y, OVCO1Y, OVC03Y, OVC044Y, OVC16Y, and OVC172Y 

Control Cable For 0VC282Y, OVC01Y, OVC02Y, 

OVC03Y, OVC044Y, OVC04Y, OVC16Y, and 

OVC172Y 
Control Cable For 0VC282Y, OVCO1Y, 
OVC02CB, OVC03Y, OVCO4AY, OVC16Y, and 

OVC172Y 
Control Cable For 0VC282Y, OVCO1Y. OVC02Y, 

OVC03Y, OVC044Y, OVC04Y. OVC16Y, and 

OVC172Y 
Control Cable For 0VC282Y, OVC01VY, 

OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 

OVC172Y 
Control Cable For OVC282Y, OVCO1Y, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 

OVC172Y 
Control Cable For OVC01 CB, 0VC282Y, 

OVC01Y, OVC03Y, 0VC044Y, OVC16Y. and 

OVC172Y 
Control Cable For 0VC282Y. OVC02CB, and 

OVC16Y 
Control Cable For OVCO1CB, OVC01Y.  
OVC02CB. OVCO2Y, OVC03Y, 0VC044Y, 

OVC04Y. OVC16Y, OVC172Y, OVC175Y, 
OVC182Y, OVC217Y, and OVC282Y 

Control Cable For OVC02CB, 0VC282Y, 

OVCO1Y, OVC02Y, OVC03Y. OVC044Y, OVC04Y, 

OVC16Y, and OVC172Y 

Instrument Cable For 1AF005E, 1AF005F, 

1AF005G, and 1AF005H 

Instrument Cable For IAFOO5E
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AMENDMENT 2Cr" DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

DMsion 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2D-1

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

1DC184

1AF005F

1AF005G

1AF005H

1AF006B 

1AF013E 
1AF013F 
1AFO13G 
1AF013H 
1AF017B

1AF079 

1DC184

1AF079 

1DC184

1AF079 

IAF088 

1DC184

1AF062 
1AF063 

1AF296 

1AF326 

1AF041 

1AF045 

1AF049 

1AF053 

1AF062

Control Cable For OSX02PB, I AFOO5E, 1AF005F, 1AF005G, 1AF005H, 1AFO1PB, 
IMS001A-DIV12, 1MS001B-DIV12, IMSOO1C

DIV12, 1MSOO1D-DIVi2, 1AFO1PB-A. 1AF01PB

C, and 1SX173 
Instrument Cable For 1AF005E. 1AF005F, 

1AF005G, and 1AF005H 
Control Cable For OSX02PB, 1AF005E, 
1AF005F, 1AF005G, 1AF005H, IAFO1PB, 
1MSOO1A-DIV12, 1MS001B-DIV12, 1MSOOIC
DIV12, 1 MS001D-DIV12, 1AF01PB-A, 1AF01PB

C, and 1SX173 
Instrument Cable For 1AF005E, 1AF005F, 

1AF005G, and 1AF005H 
Control Cable For OSX02PB, 1AF005E, 
1AF005F, 1AF005G, 1AF005H, 1AF01PB, 
1MSOO1A-DIV12, IMSO01B-DIV12, IMSOOIC
DIV12, 1MS001D-DIV12, 1AF01PB-A, 1AFO1PB

C, and 1SX173 
Instrument Cable For IAF005E, 1AF005F, 

1AF005G, and IAF005H 
Instrument Cable For 1AF005H 
Control Cable For OSX02PB, 1AFO05E, 
1AF005F, 1AF005G, 1AF005H, 1AF01PB, 
1MS001 A-DIV1 2, 1 MS001 B-DIV1 2, 1 MSOO1C

DIV12, 1MS001D-DIV12, 1AF01PB-A, 1AF01PB

C, and 1SX173 
Control Cable For 1AF006B and 1AF017B 

Control Cable For 1AF006B 
Control Cable For IAF006B and 1AF017B 

Control Cable For I1AF006B 

Control Cable For 1AF013E 

Control Cable For 1AF013F 

Control Cable For 1AFO13G 

Control Cable For 1AF013H 
Control Cable For I1AF006B and 1AFO17B
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AMENDMENT 2,-/.' DECEMBER 2002

TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 

Equipment In Zone Description 

Fire Zone Number: 3.21-1

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

IAF01PB 

IAFO1PB-A 

1AF01PB-C 

1AP06EF 

1AP06EH

1AF100 
1AF296 

1AF068 

1 AF070 

1AF168 

1 AF298 

1 AF338 

1AF346 

1DC184 

1AF159 

1AF160 

1AF162 

1AF169 

1DC184 

IAF290 

IDC184 

1DG054 

IDG229 

1CS020 

1CS034 

I CS043 

1CS044

Control Cable For 1AF017B 

Control Cable For 1AF006B and 1AF017B 

Control Cable For 1AF01 PB 

Control Cable For 1AFO1PB 

Control Cable For IAFO01PB 
Control Cable For I1AF01PB 
Instrument Cable For I1AFO01PB 

Control Cable For 1AFO01PB 

Control Cable For OSX02PB, 1AF005E, 

1AF005F. 1AF005G, 1AF005H, 1AFO1PB, 

1MSo01A-DIV12, 1MSOO1B-DIV12, 1MSOO1C

DIV12, 1MSOO1D-DIV12, 1AFO1PB-A, 1AFOiPB

C, and 1SX173 
Control Cable For 1AF01PB-A 

Control Cable For 1AFOIPB-A 

Control Cable For IAFO01PB-A 

Control Cable For 1AFO1PB-A 

Control Cable For OSX02PB, 1AF005E, 

1AF005F, 1AF005G, 1AF005H, 1AFO1PB, 
1MS001A-DIV12, IMS001B-DIV12, 1MSO01C

DIVI12, 1 MS001 D-DIV12, 1AFO01PB-A, 1AFO01PB

C, and 1SX173 
Control Cable For 1AF01PB-C 

Control Cable For OSX02PB, IAF005E, 
IAFO05F, 1AF005G, 1AF005H, IAF01PB, 
1MSOO1A-DIV12. 1MSOO1B-DIV12, 1MS001C

DIV12, 1MSOO1D-DIV12, 1AF01PB-A, 1AFO1PB

C, and 1SX173 
Control Cable For IDG01KB and 1AP06EF 

Control Cable For 1AP06EF 

Control Cable For 1 AP06EH 

Control Cable For IAPO6EH 

Control Cable For 1AP06EH 

Control Cable For 1AP06EH
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AMENDMENT 2U
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 

Equipment In Zone Description 

Fire Zone Number: 3-2D-1

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

1AP06ES 
ICCOIPB 

1CC685 

1CC9412B 
1CC9413B 

1CC9414 
1CC9473B 

1CS009B 
iCVOIPB 

1CV112C 

1CV112E 

ICV121 
1CV8104 
1CV8111 
ICV8116 
1CV8355B 
1CV8355C 
IDGO1KB

ICS058 
1DG213 
1CC013 
1CCO14 
ICCO16 
1EF064 
1CCO41 

1CC278 
1CC048 

1CC055 
1CCO63 
1CC130 
1CS058 
1CV016 
1EF044 
1CV073 
1CV074 
1 CV083 

ICV085 
1CV140 
1CV618 
1CV063 
1CV649 
1CV623 
1CV626 
1DG052 
1DG053 
1 DG054 
1DG150 
1DG178 
1DG201

Control Cable For 1AP06EH and 1 CS009B Control Cable For IAP06ES 
Control Cable For 1lCCO1PB 

Control Cable For ICCO1PB 
Control Cable For OCCO1E-C and 1 CCO1 PB 

Control Cable For 1CCO1PB 

Control Cable For 1CC685 

Control Cable For 1CC685 

Control Cable For 1CC9412B 

Control Cable For 1CC9413B 

Control Cable For 1 CC9414 

Control Cable For 1CC9473B 
Control Cable For 1tAP06EH and 1CS009B 

Control Cable For 1CVO1PB 
Control Cable For 1CVO1PB and 1SX01 PB 

Control Cable For 1CVI112C 

Control Cable For 1CV112C 

Control Cable For 1CV1 12E 

Control Cable For 1CVI112E 

Instrument Cable For 1CV121 

Control Cable For 1CV8104 

Control Cable For I1CV81I11 
Control Cable For 1CV8116 

Control Cable For 1CV8355B 

Control Cable For 1CV8355C 

Control Cable For 1DGO1KB 

Control Cable For 1DGO1KB 
Control Cable For IDGOIKB and 1AP06EF 

Control Cable For 1 DGO01KB 

Control Cable For 1DG01KB 

Control Cable For 1 DG01 KB
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AMENDMENT k--DECEMBER 2002

TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2D-1

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

1FI-0121A 
IFI-0121B 
1LI-0460B 

1U-0502 

111-0503 
ILL-SI075B 
iMS001A-DIV12

1MSOOiB-DIV12

1MSO0IC-DIV12

1CV139 
1CV139 
1RC406 
1FW026 
I FW027 
1S1257 
1DC184

1MS273 
1MS276 

1MS525 

1 MS530 

1DC1 84

1MS286 
1MS289 
1MS521 

1DC184

1MS299 
1MS523 

1 MS525

Instrument Cable For I1FI-0121A and I1FI-0121B Instrument Cable For 1FI-0121A and 1FI-0121B 

Instrument Cable For 1LI-0460B 

Instrument Cable For 1 LI-0502 

instrument Cable For I1U-0503 

Control Cable For 1LL-SI075B 
Control Cable For OSX02PB, IAF005E, 
1AF005F, 1AF005G, 1AF005H. 1AF01PB, 
1MS0OIA-DIV12, 1MS001B-DIV12. 1MSOO1C
DIV12, 1MS001D-DIV12, IAFO1PB-A, 1AFO1PB

C, and 1SX173 
Control Cable For 1MSOO1A-DIV12 
Control Cable For 1MSOOIA-DIV12 

Control Cable For 1MSOO1A-DIV12 and 

1MSOO1C-DIV12 
Control Cable For 1MS001A-DIV12 
Control Cable For OSX02PB, 1 AF005E, 
1AF005F, 1AFOO5G, 1AF005H, 1AF01 PB, 
1MSOO1A-DIV12, 1MS001B-DIV12, 1MS001C
DIV12, 1MS001D-DIV12, 1AFO1PB-A, 1AFO1PB

C, and 1SX173 
Control Cable For 1MS001B-DIV12 

Control Cable For 1MSOO1B-DIV12 
Control Cable For 1MS001B-DIV12 and 

1MS001D-DIV12 
Control Cable For OSX02PB, 1AF005E, 
1AF005F, 1AF005G, IAF005H, 1AF01PB, 
1MS001A-DIV12, 1MSOO1B-DIV12. 1MS001C
DIV12, 1MSOO1D-DIV12, 1AF01PB-A, 1AF01PB

C, and 1SX173 
Control Cable For 1MSOO1C-DIV12 

Control Cable For 1MS001C-DIV12 

Control Cable For 1MSOO1A-DIV12 and 

1MSOO1C-DIV12
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TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 3.2D-1

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

1MS001D-DIV12

1MS018B 

1MS018C 

1MS101A 
1MS101B

1DC184

1MS312 
1 MS521 

I MS528 

1 MS533 

1MS610 

1MS612 

1MS614 

1MS617 

1 MS618 

1MS619 

1MS620 

1MS621 

1MS622 

1 MS643 

1MS610 

1MS612 

1MS626 

1MS629 

1 MS630 

1MS631 

1MS632 

1 MS633 

1MS634 

1MS646 

1 MS320 

1MS325

Control Cable For OSX02PB, IAF005E, 1AF005F, 1AF005G, 1AF005H. 1AFOIPB, 
1MS001A-DIV12, 1MS001B-DIV12, 1MSO01C
DIV12, 1MS001D-DIV12, 1AFO1PB-A, 1AFOiPB

C, and 1SX173 
Control Cable For 1MSOO1D-DIV12 
Control Cable For 1MSOO1B-DIV12 and 

1MSOO1D-DIV12 
Control Cable For 1MS001D-DIV12 

Control Cable For 1MSOO1D-DIV12 
Control Cable For IMS018B and 1MS018C 

Control Cable For 1MSO18B and IMSO18C 

Control Cable For 1MSO18B 

Instrument Cable For 1MSO1 88 

Instrument Cable For 1MSOI8B 
Instrument Cable For 1 MS01 8B 

Instrument Cable For 1 MSO1 8B 

Instrument Cable For I1MS01 8B 

Instrument Cable For 1MSO1 8B 

Instrument Cable For 1MS018B 
Control Cable For 1MS018B and 1MSO18C 

Control Cable For 1MS018B and 1MSO18C 

Control Cable For 1MSO18C 

Instrument Cable For 1MSO18C 

Instrument Cable For IMSO18C 

Instrument Cable For 1 MSO1 8C 

Instrument Cable For 1IMSO18C 

Instrument Cable For 1MS018C 

Instrument Cable For 1MSO18C 

Instrument Cable For 1MSO18C 

Control Cable For 1MS101A 

Control Cable For 1MS101B
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AMENDMENT Žu-: 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 3.2D-1

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

1MS1o1C 
1MS101D 
1NI-0032B 

1NI-NRO06D 

1 PI-0456 

1P1-0458 

I RH611 

1 RH8701B 

1RH8702B 

1RH8716B 

iSI8801B 

1 S18804B 

1S18807B 

1 SI8809B 

1S18811lB 

1SI8812B 

1 SI8924 

1SXOOIB 

1SX005 

1SXo1o 

1SX011 

1SX016B 

1SX01PB 

iSXo1PB-C 

ISX027B

1MS330 1 MS335 
1NR151 
1NR298 
1RC495 

1 MS054 
1RH021 
1RH042 
1RH043 
1RHO64 
1RH065 
1RH073 
1S1040 
1SI063 
1SIO85 
1S1139 
1SI164 
1SI175 
15S472 
1 SX037 
1 SX044 
1SX092 
1 SX095 
1SX056 
1EF044 
1SX019 
1SX144 
1SX305 
1SX314 
1SX062

Control Cable For IMS1O1C Control Cable For 1MS101D 
Instrument Cable For 1NI-0032B 

Instrument Cable For 1NI-NRO06D 

Instrument Cable For 1 P1-0456, 1TI-RC007B, 

and 1TI-RC008B 
Instrument Cable For 1 PI-0458 

Control Cable For 1 RH61 1 
Control Cable For 1 RH8701 B 

Control Cable For I1RH8701 B 

Control Cable For 1RH8702B 

Control Cable For 1RH8702B 

Control Cable For 1RH8716B 

Control Cable For 1 S18801 B 

Control Cable For 1S18804B 

Control Cable For I S18807B 

Control Cable For 1S18809B 

Control Cable For 1S1881 1B 

Control Cable For 1 S18812B 

Control Cable For 1SI8924 

Control Cable For ISX001 B 

Control Cable For 1SX005 

Control Cable For 1SX010 

Control Cable For 1 SXO 11 

Control Cable For 1SX016B 
Control Cable For 1 CVO1 PB and I SX01 PB 

Control Cable For 1SXO1PB 

Control Cable For 1SX01 PB 

Control Cable For 1 SX01 PB-C 

Control Cable For 1SXO1 PB-C 

Control Cable For 1 SX027B
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AMENDMENT • DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 

Equipment In Zone Description 

Fire Zone Number: 3.2D-1

Division 12122 
Affected Equipment Equipment 

Equipment In Zone Description

1SX034 
1SX136 
1SX147B 

ISX169B 
1SX173

1SX068 
1SX083 
1LV034 

1SX191 
1SX301 

1DC184

1TI-IT002 1RC669 
1TI-RCO05B 1MS037 

1RC613

1TI-RC006B

1RC613 

1TI-RC007B 1MS037 

I RC495 

1RC613

ITI-RCOO8B

IVEO0Y 

1VE02Y

1MS037 

1 RC495 

1RC613 

1VE033 

1VE042 

1VE033 

1VE042

Control Cable For 1SX034 
Control Cable For 1SX1 36 

Control Cable For 1 SX1 47B 

Control Cable For 1 SX1 47B 

Control Cable For iSX169B 

Control Cable For OSX02PB. 1 AF005E, 
1AF005F, 1AF005G, 1AF005H, 1AFO1PB, 
1MS001A-DIV12, 1MSOO1B-DIV12, 1MS001C

DIV12, 1MSOO1D-DIV12, 1AFO1PB-A, IAFO1PB

C. and 1SX173 
Control Cable For ITI-IT002 

Instrument Cable For 1TI-RCO05B, 1TI-RC006B, 

1TI-RC007B, and 1TI-RC008B 

Instrument Cable For ITI-RC005B, 1TI-RCO06B, 

1TI-RC007B, and 1TI-RC008B 

Instrument Cable For 1TI-RC005B, 1TI-RC006B.  

1TI-RC007B. and 1TI-RCOO08B 
Instrument Cable For 1TI-RC005B, 1TI-RC006B, 

1TI-RC007B, and 1TI-RC008B 
Instrument Cable For 1TI-RC005B, 1TI-RC006B, 

1TI-RC007B, and 1TI-RC008B 
Instrument Cable For 1 PI-0456, 1TI-RC007B.  

and 1TI-RCOO8B 
Instrument Cable For 1TI-RCOO5B, 1TI-RC006B, 

1TI-RC007B, and 1TI-RC008B 
Instrument Cable For ITI-RC005B, 1TI-RC006B, 

1TI-RC007B, and 1TI-RC008B 

Instrument Cable For 1 P1-0456, ITI-RC007B, 

and 1TI-RC008B 
Instrument Cable For 1TI-RC005B, 1TI-RCOO6B, 

1TI-RC007B, and ITI-RCO08B 
Control Cable For 1VE01Y and 1VE02Y 

Control Cable For 1VE01Y and 1VE02Y 

Control Cable For IVEO1Y and IVE02Y 

Control Cable For IVE01Y and 1VE02Y
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"BYON P AMENDMENT 2-' 
BYRON- FPR DECEMBER 2002 

TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 3.213-1 

Unit 2 Components 

NONE

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

IVP01CB 1VPO1CD
1VP038 1VP082

Control Cable For 1VPOICB 
control Cable For 1VPOICD

NONE
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AMENDMENT 20 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 3.2D-2 

Unit 0 (Common) Components 

NONE 

Unit 1 Components

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

0CC01E-D 

OSX162D 
OVAOICD 

OVA02CD 

0VA477Y

NONE 
NONE 

Unit 2 Components

NONE
2AF006B

2AF017B 2AFO1PB 
2AFO1PB-A 

2AF01PB-C 
2AP06EP 
2CCO1PB

2CC016 
2CC175 
2SX170 
2VAOI 1 
2VA023 
2VA023 
2VA034 
2VA032 

2VA765 
2VA766 
2VA767 
2VA768 
2VA769 
2VA771 
2VA796

2AF296 
2AF334 
2AF296 
2AF298 
2AF162 
2AF169 
2AF290 

2CS044 
2CC016

Control Cable For OCCO1 E-D and 2CCO1 PB 
Control Cable For OCCO01E-D 
Control Cable For OSX1 62D 

Control Cable For OVAO1CD 

Control Cable For OVA01CD and OVA02CD 

Control Cable For OVA01CD and OVA02CD 

Control Cable For OVA02CD 

Control Cable For 0VA477Y 

Control Cable For 0VA477Y 

Control Cable For 0VA477Y 

Control Cable For 0VA477Y 

Control Cable For 0VA477Y 

Control Cable For 0VA477Y 

Control Cable For 0VA477Y 

Control Cable For 0VA477Y

Control Cable For 2AF006B and 2AF017B 
Control Cable For 2AF006B 
Control Cable For 2AF006B and 2AF017B 

Control Cable For 2AFOIPB 

Control Cable For 2AFO1PB-A 

Control Cable For 2AFO1 PB-A 

Control Cable For 2AFO1 PB-C 

Control Cable For 2AP06EP 
Control Cable For OCCO1E-D and 2CCO1 PB
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AMENDMENT 
DECEMBER 2002

TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 

Equipment In Zone Description 

Rre Zone Number. 3.2D-2

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

2CC9473B 2CC130 2CV112C 2CV073 

2CV074 
2CV121 2CV140 

2CV81i16 2CV649 

2FI-0121A 2CV139 

2CV421 
2FI-0121B 2CV139 

2CV421 
21P04J 21P069 

2LI-0460B 2RC406

2U1-0502 2FW026 

2U1-0503 2FW027 

2LL-SI075B 2SI257 

2MS001D-DIV22 2MS533 

2MS101A 2MS320 

2MS1018 2MS325 

2MS101C 2MS330 

2MS101D 2MS335 

2NI-0032B 2NR151 

2NR236 
2NI-NRO06D 2NR298 

2PI-0456 2RC495

2PI-0458 2SI8801B 
2SI8809B 
2SI8811B 
2SI88128 

2SX147B

2RC496 

2MS054 
2SI040 
2SI139 
2SI164 
2S1175 
2LV034

Control Cable For 2CC9473B 
Control Cable For 2CV1 12C 
Control Cable For 2CV1 12C 
Instrument Cable For 2CV1 21 

Control Cable For 2CV81 16 
Instrument Cable For 2FI-0121A and 2FI-0121B 

Instrument Cable For 2FI-0121A and 2FI-0121B 

Instrument Cable For 2FI-0121A and 2FI-0121B 

Instrument Cable For 2FI-0121A and 2FI-01 21B 

Control Cable For 21P04J 

Instrument Cable For 2LI-0460B 

Instrument Cable For 21--0502 

Instrument Cable For 2LI-0503 

Control Cable For 2LL-SI075B 

Control Cable For 2MSOO1D-DIV22 

Control Cable For 2MS101A 

Control Cable For 2MS101B 

Control Cable For 2MS101C 

Control Cable For 2MS1O1D 

Instrument Cable For 2NI-0032B 

Instrument Cable For 2NI-0032B 

Instrument Cable For 2NI-NRO06D 

Instrument Cable For 2Pl-0456, 2TI-RC007B, 

and 2TI-RC008B 
Instrument Cable For 2PI-0456, 2TI-RC005B, 
2TI-RC006B, 2TI-RC007B, and 2TI-RC008B 

Instrument Cable For 2PI-0458 

Control Cable For 2SI8801 B 

Control Cable For 2SI8809B 

Control Cable For 2SI881 15 

Control Cable For 2SI8812B 

Control Cable For 2SX147B
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DECEMBER 2002

TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 

Equipment In Zone Description 

Fire Zone Number U.2D-2

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

2TI-IT002 2RC669 2TI-RC005B 2MS037

2RC496 

2RC613

2TI-RCO06B 2MS037 

2RC496 

2RC613 

2TI-RC007B 2MS037 

2RC495 

2RC496 

2RC613

2VDO1CB 
2VD01YA 

2VDO1YB 

2VDO2YA

2MS037 

2RC495 

2RC496 

2RC613 

2VD012 

2VD012 

2VD012 

2VD012

Control Cable For 2TI-IT002 Instrument Cable For 2TI-RCO05B, 2TI-RC006B, 

2Ti-RC007B, and 2TI-RC008B 
Instrument Cable For 2PI-0456, 2TI-RCOO5B, 

2TI-RC006B, 2TI-RC007B. and 2TI-RC008B 

Instrument Cable For 2TI-RCO05B, 2TI-RC006B, 

2TI-RC007B, and 2TI-RC008B 
Instrument Cable For 2TI-RCOO5B, 2TI-RCO06B, 

2TI-RCO07B, and 2TI-RC008B 
Instrument Cable For 2PI-0456, 2TI-RC005B, 

2TI-RC006B, 2TI-RC007B, and 2TI-RC008B 

Instrument Cable For 2TI-RC005B, 2TI-RC006B, 

2TI-RC007B. and 2TI-RC008B 
Instrument Cable For 2TI-RC005B, 2TI-RC006B, 

2TI-RC007B, and 2TI-RCOOBB 
Instrument Cable For 2P1-0456, 2TI-RC007B, 

and 2TI-RC008B 
Instrument Cable For 2P1-0456, 2TI-RCO05B, 
2TI-RC006B, 2TI-RC007B, and 2TI-RCO08B 

Instrument Cable For 2T1-RCOO5B, 2TI-RC006B, 

2TI-RC007B, and 2TI-RC008B 
Instrument Cable For 2TI-RC005B, 2TI-RC006B, 

2TI-RCO07B, and 2TI-RC008B 
Instrument Cable For 2PI-0456, 2TI-RC007B, 

and 2TI-RCOOBB 
Instrument Cable For 2P1-0456, 2TI-RCO05B, 

2TI-RCO06B, 2TI-RC007B, and 2TI-RC008B 

Instrument Cable For 2TI-RC005B, 2TI-RC006B, 

2Ti-RC007B, and 2TI-RCOO8B 
Control Cable For 2VDO1CB, 2VDO1YA, 
2VDO1YB, 2VD02YA. and 2VDO2YB 

Control Cable For 2VDO1CB, 2VDOIYA, 
2VDO1YB, 2VD02YA, and 2VD02YB 

Control Cable For 2VDO1CB, 2VD01YA, 

2VDO1YB, 2VD02YA, and 2VD02YB 

Control Cable For 2VD01CB, 2VD01YA, 

2VD01YB, 2VD02YA, and 2VDO2YB
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 

Equipment In Zone Description 

Fire Zone Number: 3.21-2

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

2VD02YB 

2VEO1Y 
2VE02Y

2VD012 

2VE033 
2VE033

Control Cable For 2VDO1CB. 2VDO1YA, 2VDO1YB, 2VD02YA. and 2VD02YB 
Control Cable For 2VE01Y and 2VE02Y 

Control Cable For 2VE01Y and 2VE02Y
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AMENDMENT 2u-" 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 

Equipment In Zone Description 

Fire Zone Number3 $.2E-1

Unit 0 (Common) Components
Control Cable For OAB03P(1) and 1AB03P 

Control Cable For OAB03P(1) and 1AB03P 

Control Cable For OCCO1E-A and ICCO1PA 

Control Cable For OCCO01E-A 

Control Cable For OCCOl1E-A 

Control Cable For OCCO1E-A 

Control Cable For OF-SX044 and 1FI-SX031 

Control Cable For OSX02PA 

Control Cable For OSX02PA 

Control Cable For OSX02PA 

Control Cable For OSX02PA 

Control Cable For OSX158A 

Control Cable For OSX1 62A 

Control Cable For OVA01CA 

Control Cable For OVA02CA 

Control Cable For 0VA474Y 

Control Cable For 0VA474Y 

Control Cable For 0VA474Y 

Control Cable For 0VA474Y 

Control Cable For 0VA474Y 

Control Cable For 0VA474Y 

Control Cable For 0VA474Y 

Control Cable For 0VA474Y 

Control Cable For 0VA474Y 

Control Cable For 0VA474Y 

Control Cable For OVC01CA, 0VC281Y, 

OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC281Y, OVC02CA, 
oVC033Y, OVC043Y, OVC17Y, and OVC19Y

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

OVAO1CB 

OVA02CB 

0VA475Y

IVAO10 
IVA01 1 

1VA023 

1VA037 

IVA020 

1VA023 

1VA033 

1VA024 

1VA025 

1VA031 

1VA033 

1VA035 

1VA037 

1VA129 

1VA794

Control Cable For OVAO1CB 
Control Cable For OVAOICB 
Control Cable For OVA01 CB and OVA02CB 

Control Cable For OVAO1 CB and 0VA475Y 

Control Cable For OVA02CB 
Control Cable For OVAO1CB and OVA02CB 

Control Cable For OVA02CB and 0VA475Y 

Control Cable For 0VA475Y 

Control Cable For 0VA475Y 

Control Cable For 0VA475Y 
Control Cable For OVA02CB and 0VA475Y 

Control Cable For 0VA475Y 
Control Cable For OVAO1 CB and 0VA475Y 

Control Cable For 0VA475Y 

Control Cable For 0VA475Y
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OAB03P(1) 

OCC01E-A 

OFI-SX044 
OSX02PA 

0SX158A 
OSX162A 
OVA01CA 
OVA02CA 
0VA474Y 

OV001CA 

OVC02CA

IABOO5 
1 AB006 
ICGOO6 
1CCO06 
ICC023 

ICC174 
1EF027 
1LV057 
1SX172 
I SX205 
1SX206 
1SX258 
1SX079 
1SX158 
1VA002 
1VA017 
1VA027 
1VA083 
1VA254 
1VA757 
1VA758 
1VA759 
1VA760 
1VA761 
1VA763 
1VA793 
IVC020 

1VC016



BYRON - FP" AMENDMENT 2 DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 

Equipment In Zone Description

Fire Zone Number: 3.2E-1 

1V0022 

IVC025 

1VC026 

1VO032 
1VC623

0VC033Y

OVC043Y

IVCO15 

1VC016 

1VC020 

1VC022 

1VC023 

1VC025 

1VC026 

1VC034 

1VC623 

1VC015 

1VC016 

IVC020 

1VC022

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

Control Cable For OVC02CA, OVC281Y.  
OVC033Y, OVCo43Y, OVC17Y, and OVC19Y 
Control Cable For OVC281Y, OVC02CA.  
OVCO33Y, oVCo43Y, 0VC17Y. and OVC19Y 

Control Cable For OVC281Y, OVC02CA, 
OVC033Y, OVCo43Y, oVC17Y, and OVC19Y 

Control Cable For OVC281Y and OVCO2CA 

Control Cable For OVC02CA. OVC20Y, 
OVC281Y, OVC033Y, OVC043Y. OVC17Y.  
OVC18Y, and OVC19Y 

Control Cable For OVC20Y, OVC281Y. OVC033Y, 
OVC043Y. OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC281Y, OVC02CA.  
OVC033Y, 0VC043Y, OVC17Y, and OVC19Y 

Control Cable For OVCO1 CA, 0VC281VY, 

OVC033Y, oVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC02CA, OVC281Y, 
oVCo33Y, OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC281Y. OVC033Y, 
oVC043Y, OVC17Y. and OVC19Y 

Control Cable For OVC281Y, OVC02CA.  
OVC033Y,O VC043Y. OVC17Y, and OVC19Y 

Control Cable For OVC281Y. OVC02CA, 
OVC033Y, OVCo43Y, 0VC17Y, and OVC19Y 

Control Cable For OVC20Y, OVC281Y, OVC033Y, 

OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC02CA, OVC20Y, 
OVC281Y, OVC033Y, OVC043Y, OVC17Y, 
OVC18Y, and OVC19Y 

Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y. OVC18Y. and OVC19Y 

Control Cable For OVC281Y. OVC02CA, 
OVCO33Y, OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVCO1CA, OVC281Y, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVCO2CA, OVC281Y, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number 3.2E-1 

1VC023 

1VC025 

1VC026 

1VC034 

1VC623

OVC17Y

OVC1BY

1VC015 

1VC016 

1VC020 

1VC022 

1VC023 

1VC025 

1VC026 

1VC034 

1VC623 

1VC015 

1VC034 

1VC623

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Control Cable For OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, and OVC19Y 
Control Cable For OVC281Y. OVC02CA, 
OVC033Y. OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC281Y, OVC02CA, 
OVC033Y, OVC043Y, OVC17Y. and OVC19Y 

Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC02CA, OVC20Y, 
OVC281Y, OVC033Y. OVC043Y. OVC17Y, 
OVC18Y, and OVC19Y 
Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC281Y, OVC02CA, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVCO1CA, OVC281Y, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC02CA. 0VC281 Y, 

OVC033Y, 0VC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC281Y, OVC033Y.  
OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC281Y. OVC02CA, 
OVC033Y, OVC043Y, OVCI7Y, and OVC19Y 

Control Cable For OVC281Y, OVC02CA.  
oVC033Y, OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y. OVC17Y, OVCl8Y, and OVC19Y 

Control Cable For OVC02CA, OVC20Y.  
OVC281Y, OVC033Y. OVC043Y, OVC17Y, 
OVC18Y, and OVC19Y 

Control Cable For OVC20Y. OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC20Y,O VC281Y, OVC033Y, 
OVC043Y. OVCI7Y, OVC18Y. and OVC19Y 

Control Cable For OVC02CA, OVC20Y, 
OVC281Y, OVC033Y, 0VC043Y, OVC17Y.  
OVC1BY, and OVC19Y
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 3.2E-1 

OVC19Y 1VC015 

1VC016 

1VC020 

1VC022 

1VC023 

1VC025 

1VC026 

1VC034 

1VC623

OVC20Y

OVC281Y

1VC015 

1VC034 

1VC623 

1VCo15 

IVC016 

1VC020 

1VC022 

1V0023

Division 12122 
Affected Equipment Equipment 

Equipment In Zone Description

Control Cable For OVC20Y, OVC281Y, OVC033Y, 
oVCO043Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC281Y, OVC02CA, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC01CA, OVC281Y, 
OVC033Y, OVCO43Y, 0VC17Y, and OVC19Y 

Control Cable For OVC02CA, OVC281Y, 

OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC281Y. OVC033Y, 
OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC281Y, OVC02CA, 
oVCo33Y. OVCO43Y, 0VC17Y. and OVC19Y 

Control Cable For OVC281Y, OVC02CA, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVCO43Y, OVCI7Y. OVCI8Y. and OVC19Y 

Control Cable For OVCO2CA, OVC2OY, 

OVC281 Y, OVCO33Y, OVCO43Y, OVC17Y, 
OVC18Y, and OVC19Y 

Control Cable For OVC2OY, OVC281Y, OVCO33Y, 

OVCO43Y, OVC17Y, OVCI1Y, and OVC19Y 

Control Cable For OVC2OY, OVC281Y, OVCO33Y, 
OVCO43Y, OVC17Y, OVCI8Y, and OVC19Y 

Control Cable For OVCO2CA, OVC2OY, 
OVC281Y, OVC033Y, OVCO43Y, OVC17Y, 
OVC1BY, and OVCI9Y 

Control Cable For OVC20Y. 0VC281lY, OVC033Y, 
OVCO43Y. OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC281Y, OVC02CA, 
OVCO33Y, OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVCO1CA, OVC281Y, 
OVC033Y, OVCO43Y, OVC17Y, and OVC19Y 

Control Cable For OVC02CA, OVC281Y, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, and OVC19Y
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TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 

Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

Fire Zone Number: 3.2E-1 

IVC025 

1VC026 

1VC032 
1VC034 

1VC623

Unit I Components

IAB03P 

1AF005A 

1AF005B 

1AF005C

1AF005D

IABOO5 
IAB006 
1AF077 

1AF081 
1LV052 

1AF077 

1AF083 
1LV052 

1AF077 

IAF085 
1LV052 

1AF077 

1AF087 
1LV052

Control Cable For OVC281Y, OVC02CA, 
OVCo33Y, OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC28IY. OVC02CA.  
oVCO33Y, oVCo43Y, OVCi7Y, and OVC19Y 

Control Cable For OVC281Y and OVCO2CA 

Control Cable For OVC2OY, OVC281Y. OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC02CA, OVC20Y, 
0VC281Y, OVC033Y. OVC043Y, OVC17Y, 
OVC1BY, and OVC19Y 

Control Cable For OAB03P(1) and 1AB03P 

Control Cable For 0AB03P(1) and 1AB03P 

Instrument Cable For IAFOO5A, 1AF005B, 
IAF005C, and 1AF005D 

Instrument Cable For 1AF005A 

Control Cable For 1AF005A, IAF005B, 
1AF005C, 1AFO05D, 1MS018A, and 1MS018D 

Instrument Cable For 1AF005A, 1AF005B, 
1AFO05C, and 1AF005D 

Instrument Cable For 1AF005B 

Control Cable For 1AF005A, 1AF005B, 
IAF005C, 1AF005D, 1MS018A, and 1MS018D 

Instrument Cable For 1AF005A, 1AF005B, 
1AF005C, and 1AF005D 

Instrument Cable For 1AF005C 

Control Cable For 1AF005A, IAFO05B, 
1AF005C, IAF005D. 1MS018A, and 1MSOI8D 

Instrument Cable For IAFO05A. 1AF005B, 
1AF005C, and IAF005D 

Instrument Cable For IAF005D 

Control Cable For 1AF005A, 1AF005B, 

1AF005C, 1AF005D, IMS018A, and 1MS018D

IPI-0525A 
1PI-MS194

1MS667 
1MS667

Instrument Cable For 1PI-0525A and 1PI-MS194 Instrument Cable For 1 PI-0525A and 1¶PI-MS1 94
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 3.2E-1

1AFOO6A 

1AF013A 
1AF013B 
IAF013C 
1AF013D 
iAF017A 

1AFO0PA 

IAF01PA-A 
1AP05EA 
1AP05EF 
1AP05EJ 

IAPO5EP 
1AP05ER 

1APOSEU 

1AP07EL 
IAP14E 
1AP21EA 
1CC01PA

1AF057 
1AF295 

1AF324 

1AF024 

1AF028 

1AF032 

1AF036 

1AF057 

1AF295 

IAF008 

1AF009 

1AF324 

1AF019 

IAP401 

1DG019 

1CS006 

1CS025 

1CS041 

1CS042 

ICSO55 

1AP075 

1AP050 

IAP312 

1AP082 

1AP395 

1AP142 

1AP376 

1IS1517 

1CCO02 

ICCO04 

1 CCO06

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

Control Cable For 1AF006A and IAF017A 

Control Cable For 1AF006A and 1AF017A 

Control Cable For IAF006A and IAFO01PA 

Control Cable For 1AF013A 

Control Cable For 1AF013B 

Control Cable For 1AF013C 

Control Cable For IAF013D 

Control Cable For 1AF006A and 1AF017A 

Control Cable For 1AF006A and 1AF017A 

Control Cable For 1AFO01PA 

Control Cable For IAFOIPA and IMS0O1B-DIVI1 

Control Cable For 1AF006A and 1AF01PA 

Control Cable For IAF01lPA-A 

Control Cable For 1APO5EA 

Control Cable For IDG01KA and IAP05EF 

Control Cable For 1APO5EJ 

Control Cable For 1AP05EJ 

Control Cable For 1AP05EJ 

Control Cable For 1AP05EJ 

Control Cable For 1AP05EJ and ICS009A 

Control Cable For IAP05EP 

Control Cable For 1AP05ER 

Control Cable For 1AP05ER 

Control Cable For 1AP05EU 

Control Cable For 1AP05EU 

Control Cable For 1AP07EL 

Control Cable For 1AP14E 

Control Cable For 1AP21EA 

Control Cable For ICCOIPA 

Control Cable For 1CC01PA 

Control Cable For OCCO01E-A and 1 CCO1 PA
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AMENDMENT 2 i DECEMBER 2002

TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2E-1

ICC9412A 
1CC9413A 
ICC9416 
1CC9438 
ICS009A 
1CVO1PA 

lV1M12B 

1CV112D 

1CV8110 
1CV8114 
1CV8355A 
1CV8355D 
1CV8804A 
IDG01KA 

1FI-SX031 

IU-0459A 
ILI-0459B 

1U-0501

1EF028 
ICC045 
1CCO51 
1CC059 
1CC036 
1CS055 
I CVO09 
1EF031 
1CV067 
1CV068 
1CV079 
ICV080 
ICV059 
1CV645 
1CV611 
1CV614 
1CV407 
1DG017 
IDG018 
1DG019 
1DG153 
1DG154 
1DG174 
1DG200 
1LV057 
1SX376 
1SX377 
1 RY432 
1RC371 
1RY432 
1FW025

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Control Cable For 1CCO01PA 
Control Cable For 1lCC9412A 

Control Cable For 1CC9413A 

Control Cable For 1CC9416 

Control Cable For 1CC9438 

Control Cable For 1AP05EJ and 1CS009A 

Control Cable For 1CVO1PA 

Control Cable For 1CVO1 PA and 1 SX01 PA 

Control Cable For 1 CV112B 
Control Cable For 1CV112B 

Control Cable For 1CV112D 

Control Cable For I1CV112D 

Control Cable For 1CV8110 

Control Cable For 1CV8114 

Control Cable For 1CV8355A 

Control Cable For 1 CV8355D 

Control Cable For 1CV8804A 

Control Cable For IDGO1KA 

Control Cable For 1DGO0KA 

Control Cable For IDG01KA and 1APO5EF 

Control Cable For IDGOIKA 

Control Cable For 1DG01 KA 

Control Cable For IDG01KA 

Control Cable For 1DGOIKA 

Control Cable For OFI-SX044 and 1 FI-SX031 

Instrument Cable For 1FI-SX031 

Instrument Cable For 1IFI-SX031 

Instrument Cable For 1 U-0459A and I LI-0459B 

Instrument Cable For 1ULI-0459B 

Instrument Cable For ILI-0459A and 1U-0459B 

Instrument Cable For 1 LI-0501
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TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 3.2E-1

1FW919 

1IU-0501A 1FW919 

ILI-0504 1FW028 

1LU-0930 1S1467

1LL-SI075A 

1MSOO1A-DIV11

1MSOOIB-DIV11

1MSOO1C-DIV11

IMSOO1D-DIV1I

1S1234 
1MS272 

1MS275 

1MS518 

1MS519 

1MS531 

1AF009 

1MS285 

1MS288 

1MS529 

1MS531 

IAF121 

1MS298 

1MS519 

1MS524 

1MS532 

IMS311 

1MS527 

1MS529 

IMS532

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Instrument Cable For l--0501 and I1U-0501A 
Instrument Cable For 1LI-0501 and 1LI-0501A 

Instrument Cable For 1lU-0504 

Instrument Cable For IlU-0930, 1UL-AN012-A7, 
1UL-AN01l2-B1, and IUL-AN012-C7 

Control Cable For 1LL-SI075A 

Control Cable For 1MSOO1A-DIV11 

Control Cable For IMSOO1A-DIV11I 

Control Cable For 1MSOOIA-DIV11 

Control Cable For 1MS001A-DIV1 1and 
IMSOO1C-DIV11 
Control Cable For 1MSOO1A-DIV11 and 
IMS001B-DIV11 
Control Cable For IAFO1PA and 1MS001B-DIV11 

Control Cable For I1MSOO1B-DIV11I 
Control Cable For 1MSOO1B-DIVI1I 

Control Cable For 1MSOO1B-DIV1 1 and 
1MS001D-DIV11 
Control Cable For 1 MS001A-DIV11I and 
1MSOO1B-DIV11 
Control Cable For 1MS001C-DIV11 

Control Cable For 1MSOO1C-DIV11 

Control Cable For 1MSOO1A-DIV11 and 
I MS001 C-DIV11 

Control Cable For 1MSOO1C-DIV11 

Control Cable For 1MSOO1C-DIVI11 and 
1MSOO1D-DIV11 
Control Cable For 1MSOO1D-DIV11 

Control Cable For 1MSOO1D-DIV1I 

Control Cable For 1MSOOIB-DIV1 1 and 
1MSOO1D-DIV11 
Control Cable For 1 MSOOIC-DIV1 1 and 
1MS001D-DIV11
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DECEMBER 2002 

TABLE 2.4-4 (Cent 'd)

Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 3.2E-1 

1MS018A 1LV052 Control Cable For 1AF005A. 1AFO05B, 
1AF005C, 1AF005D, 1MS018A, and 1MS018D 

1MS581 Control Cable For 1 MS01 8A and 1 MS01 8D 

1MS583 Control Cable For 1 MSOI8A and 1 MS01 8D 
IMS585 Control Cable For 1 MS018A 
1 MS588 Instrument Cable For IMSO18A 
I MS589 Instrument Cable For 1MSO18A 
1MS590 Instrument Cable For 1MSO18A 

1 MS591 Instrument Cable For 1MSO18A 
I1MS592 Instrument Cable For 1 MSO18A 

1MS593 Instrument Cable For 1MS018A 
1 MS640 Instrument Cable For 1 MSO18A 

1MS018D 1LV052 Control Cable For 1AFOO5A, 1AFOO5B, 
1AF005C, 1 AF005D. 1 MS01 8A, and 1 MS01 8D 

1MS581 Control Cable For I1MSO1 8A and 1 MSO1 8D 

1MS583 Control Cable For IMSO18A and 1MSO18D 

1MS597 Control Cable For I1MS018D 
1MS600 Instrument Cable For I1MSO1 8D 
1 MS601 Instrument Cable For 1 MSO18D 
1MS602 Instrument Cable For I1MSO1 8D 

1MS603 Instrument Cable For 1IMSO18D 
1MS604 Instrument Cable For 1MSO18D 

1MS605 Instrument Cable For 1 MSO18D 
1MS649 Instrument Cable For IMS018D 

1MS101A 1MS321 Control Cable For 1MS101A 

1MS101B 1MS326 Control Cable For 1MS101B 

1MS101C 1MS331 Control Cable For IMS101C 

1MS1O1D 1MS336 Control Cable For 1MS101D 
1NI-NRO05D 1NR297 Instrument Cable For 1NI-NRO05D 

IPI-0405 1CV663 Instrument Cable For 1 PI-0405 

1PI-0455A 1 RY433 Instrument Cable For 1PI-0455A and 1 PI-0455B 

1PI-0455B I1RC370 Instrument Cable For 1PI-0455B

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 3.2E-1 

1 RY433 Instrument Cable For 1 PI-0455A and 1PI-0455B 

1PI-0514A 1 MS666 Instrument Cable For 1 PI-O514A and 1 PI-0514B 

IPI-0514B 1MS099 Instrument Cable For 1PI-0514B 

1MS666 Instrument Cable For 1PI-0514A and IPI-0514B 

1PI-0524A 1MS102 Instrument Cable For 1PI-0524A and 1PI-0524B 

1PI-0524B 1 MS102 Instrument Cable For 1PI-0524A and 1 PI-0524B 

1MS103 Instrument Cable For 1 PI-0524B 

1PI-0534A 1MS106 Instrument Cable For 1PI-0534A and 1PI-0534B 

1PI-0534B 1 MS106 Instrument Cable For I1PI-0534A and 1 PI-0534B 

IMS107 Instrument Cable For 1PI-0534B 

1PI-0544A 1MS1l10 Instrument Cable For 1PI-0544A and 1 PI-0544B 

1PI-0544B 1MS1110 Instrument Cable For IPI-0544A and 1PI-0544B 

1MS111i Instrument Cable For 1PI-0544B 

1PI-CC107 1CC314 Control Cable For 1PI-CC107 

1CC315 Instrument Cable For 1PI-CCI107 

ILVO02 Control Cable For 1PI-CC107 

1RC014A 1RC622 Control Cable For 1RCO14A 

1RC014C 1 RC628 Control Cable For 1RC014C 

1RH610 1RHO17 Control Cable For 1RHB610 

1RH8701A 1RHO30 Control Cable For 1RH8701A 

1RH8716A 1RH069 Control Cable For 1RH8716A 

1RY455A 1RY486 Control Cable For 1RY455A 

1SI8801A 1SI035 Control Cable For 1S18801A 

1SI8806 1SI077 Control Cable For 1S18806 

1SI8807A 1SI081 Control Cable For 1S18807A 

1S18809A 1SI134 Control Cable For 1SI8809A 

1SI8811A 1SI152 Control Cable For 1S18811A 

1SI8812A 1SI170 Control Cable For 1S18812A 

1S18840 1S1211 Control Cable ForISI8840 

1S18923A 1SI199 Control Cable For 1SI8923A 

1SX001A 1SX033 Control Cable For 1SXOOIA

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description
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DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2E-1 

1SX004 1SX041 Control Cable For 1SX004 

1SX016A 1SX053 Control Cable For 1SX016A 
1SXO1PA IEF031 Control Cable For 1CVO1PA and ISXO1PA 

1SXO08 Control Cable For 1SXO1 PA 

1SX01PA-C 1SX312 Control Cable For 1SXO1PA-C 

1SX313 Control Cable For 1SX01PA-C 

1SX027A 1SX059 Control Cable For 1 SX027A 

1SX033 1SX065 Control Cable For 1SX033 

ISX147A 1LV033 Control Cable For 1SX147A 

1SX178 Control Cable For 1SX147A 

1SX169A 1SX295 Control Cable For 1SX169A 

1TI-0413A 1RC350 Instrument Cable For 1TI-0413A and 1TI-RC005A 

ITI-0423A 1RC355 Instrument Cable For 1TI-0423A and 1TI-RC006A 

-1TI-0433A 1RC360 Instrument Cable For ITI-0433A and ITI-RC007A 

1TI-0443A 1RC365 Instrument Cable For 1TI-0443A and 1TI-RC008A 

ITI-ITO01 11T275 Instrument Cable For 1TI-IT001 

11T276 Instrument Cable For 1TI-IT001 

11T277 Instrument Cable For 1TI-IT001 

11T278 Instrument Cable For 1TI-ITOO1 

11T279 Instrument Cable For 1TI-IT001 

11T280 Instrument Cable For 1TI-ITOO1 

11T281 Instrument Cable For ITI-ITO01 
11T282 Instrument Cable For ITI-ITO01 
11T283 Instrument Cable For 1TI-IT001 

S1T284 Instrument Cable For ITI-IT001 
11T285 Instrument Cable For 1TI-ITOO1 

1IT286 Instrument Cable For ITI-ITOO1 
S1T287 Instrument Cable For 1TI-IT001 

11T288 Instrument Cable For ITI-ITO01 
S1T289 Instrument Cable For 1TI-ITOO1 

I1IT290 Instrument Cable For 1TI-ITOO1

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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AMENDMENT 20 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2E-1

1 IT291 
11T292 

11IT293 

S1T294 

11T295 

11T296 

1IT297 

1 IT298 

1 IT299 

11T300 

r1130 

1 IT302 

1 IT303 

1 IT304 

ln'305 

1 IT306 

1IT307 

11T345 

1IT346 

1 RC648 

1TI-RC005A 1RC350 

1RC612 

1TI-RC006A 1RC355 

1RC612 

1TI-RC007A IRC360 

1RC612 

ITI-RCO08A 1RC365 

1RC612

Division 12/22 

Affected Equipment Equipment 
Equipment In Zone Description

Instrument Cable For ITI-IT001 
Instrument Cable For ITI-ITO01 
Instrument Cable For 1TI-IT001 
Instrument Cable For ITI-ITO01 
Instrument Cable For ITI-ITO01 
Instrument Cable For ITI-ITO01 
Instrument Cable For 1TI-IT001 

Instrument Cable For ITI-ITO01 
Instrument Cable For ITI-ITO01 
Instrument Cable For 1TI-IT001 
Instrument Cable For 1TI-IT001 
Instrument Cable For 1TI-IT001 
Instrument Cable For 1TI-IT001 

Instrument Cable For 1TI-IT001 

Instrument Cable For 1TI-IT001 
Instrument Cable For 1TI-IT001 
Instrument Cable For 1TI-IT001 

Instrument Cable For 1TI-IT001 
Instrument Cable For 1TI-ITOO1 
Control Cable For ITI-IT001 
Instrument Cable For 1TI-0413A and 1TI-RC005A 
Instrument Cable For 1TI-RCOO5A, 1TI-RC006A, 
1TI-RC007A, and 1TI-RC008A 
Instrument Cable For 1TI-0423A and 1TI-RCOO06A 

Instrument Cable For 1TI-RC005A, ITI-RC006A.  
ITI-RC007A, and 1TI-RC008A 
Instrument Cable For 1TI-0433A and 1TI-RC007A 
Instrument Cable For 1TI-RCO05A, 1TI-RC006A, 
ITI-RCOO7A, and 1TI-RCO08A 
Instrument Cable For 1TI-0443A and 1TI-RC008A 

Instrument Cable For 1TI-RC005A, 1TI-RC006A, 
1TI-RCO07A, and 1TI-RC008A
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AMENDMENT 20 
DECEMBER 2002

TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2E-1

IUL-AN012-A7 

1UL-AN012-B7 

1UL-AN012-C7 

IVD01CA 

1VD09YA 

1VDO9YB 

1VD1OYA 

IVD1OYB 

1VP01CA 

1VP01CC 

IVX04C 
IVX04Y 
1VX05Y

1S1467 

1AN166 
1S1467 

1S1467 

IVD006 

IVD006 

1VD006 

1VD006 

1VD006 

1VP016 
1vP019 
IVP021 
1VP060 
1VP063 
IVP065 
1VX004 
1VE039 
1VE039

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

Instrument Cable For 1LI-0930. IUL-AN012-A7, 
1UL-ANO12-B7, and 1UL-AN012-C7 
Control Cable For 1UL-ANOI2-B7 

Instrument Cable For 1 LI-0930, 1UL-AN01l2-A7, 
1 UL-ANOI2-B7, and 1UL-AN012-C7 

Instrument Cable For 1.U-0930, 1 UL-ANOl12-A7.  
1UL-AN012-B7, and 1UL-ANO12-C7 
Control Cable For 1VDO1CA, 1VD09YA, 
1VD09YB, 1VD1OYA, and 1VD1OYB 

Control Cable For 1VDOICA, 1VD09YA, 
1VDO9YB, 1VD1OYA, and 1VD10YB 
Control Cable For IVDOICA. IVD09YA, 
1VD09YB, 1VD10YA, and 1VD10YB 
Control Cable For 1VD01CA, 1VD09YA, 
IVD09YB, IVD10YA, and 1VD10YB 

Control Cable For 1VDO1CA, 1VD09YA, 
1VD09YB, 1VD1OYA, and IVD1OYB 
Control Cable For 1VP01CA 
Control Cable For 1VP01CA 

Control Cable For 1VPOICA 

Control Cable For 1VPO1CC 

Control Cable For 1VPO1CC 

Control Cable For 1VPO1CC 
Control Cable For 1VX04C 

Control Cable For 1VX04Y and IVXO5Y 

Control Cable For 1VX04Y and 1VX05Y

Unit 2 Components 

NONE
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BYRON - FPR AMENDMENT 20 
DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 3.2E-2 

Unit 0 (Common) Components 

OAB03P(2) 2AB005 Control Cable For OAB03P(2) and 2AB03P NONE 

2AB006 Control Cable For OAB03P(2) and 2AB03P 

OCC01lE-B 2CC006 Control Cable For OCC01E-B and 2CCO1 PA 

2CC023 Control Cable For OCCOIE-B 

2CC174 Control Cable For OCCO01E-B 

2EF027 Control Cable For OCC01lE-B 

0SX162C 2SX158 Control Cable For 0SXI62C 

2SX345 Control Cable For OSXI62C 

OVAO1CC 2VA002 Control Cable For OVA01CC 

OVA02CC 2VA017 Control Cable For OVA02CC 

OVA476Y 2VA025 Control Cable For 0VA476Y 

2VA027 Control Cable For 0VA476Y 

2VA254 Control Cable For 0VA476Y 

2VA652 Control Cable For OVA476Y 

2VA757 Control Cable For 0VA476Y 

2VA758 Control Cable For 0VA476Y 

2VA759 Control Cable For 0VA476Y 

2VA760 Control Cable For 0VA476Y 

2VA761 Control Cable For 0VA476Y 

2VA763 Control Cable For 0VA476Y 

2VA793 Control Cable For 0VA476Y 

2VA795 Control Cable For 0VA476Y 

Unit I Components 

NONE NONE 

Unit 2 Components 

2AB03P 2AB005 Control Cable For OAB03P(2) and 2AB03P NONE 

2AB006 Control Cable For OABO3P(2) and 2AB03P
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DECEMBER 2002 

TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2E-2 

2AF005A 2AF077 Instrument Cable For 2AF005A, 2AF005B, 
2AF005C. and 2AF005D 

2AF081 Instrument Cable For 2AF005A 

2LV052 Control Cable For 2AF005A, 2AF005B, 
2AFOO5C, 2AF005D, 2MS018A, and 2MS018D 

2AF005B 2AF077 Instrument Cable For 2AFO05A, 2AF005B, 
2AFO05C, and 2AF005D 

2AF083 Instrument Cable For 2AF005B 

2LV052 Control Cable For 2AF005A, 2AF005B, 
2AF005C, 2AF005D. 2MSO18A, and 2MS018D 

2AFOO5C 2AF077 Instrument Cable For 2AF005A, 2AF005B, 
2AF005C, and 2AF005D 

2AF085 Instrument Cable For 2AF005C 

2LV052 Control Cable For 2AFOO5A, 2AF005B, 
2AF005C, 2AFOO5D, 2MSO18A, and 2MS018D 

2AF005D 2AF077 Instrument Cable For 2AF005A, 2AF005B, 
2AFO05C, and 2AFO05D 

2AF087 Instrument Cable For 2AF005D 

2LV052 Control Cable For 2AF005A, 2AF005B, 
2AF005C, 2AF005D. 2MS018A, and 2MS018D 

2AF006A 2AF057 Control Cable For 2AF006A and 2AFO17A 

2AF058 Control Cable For 2AF006A 

2AF295 Control Cable For 2AF006A and 2AF017A 

2AF332 Control Cable For 2AF006A and 2AFO1 PA 

2AF013A 2AF024 Control Cable For 2AFOI3A 

2AF013B 2AF028 Control Cable For 2AF013B 

2AF013C 2AF032 Control Cable For 2AFO13C 

2AF013D 2AF036 Control Cable For 2AF0t13D 

2AF017A 2AF057 Control Cable For 2AFO06A and 2AF017A 

2AF097 Control Cable For 2AF017A 

2AF295 Control Cable For 2AF006A and 2AF017A 

2AFO1 PA 2AF008 Control Cable For 2AF01 PA 

2AF009 Control Cable For 2AFO1 PA and 2MS001 B-DIV21 

2AF293 Control Cable For 2AFO1 PA

Division 12/22 

Affected Equipment Equipment 
Equipment In Zone Description
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DECEMBER 2002 

TABLE 2.4-4 (Cont d)

Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2E-2 

2AF332 Control Cable For 2AF006A and 2AFO1 PA 

2AFO1PA-A 2AF019 Control Cable For 2AF01 PA-A 

2AP05ED 2AP395 Control Cable For 2AP05ED 

2APO5EE 2AP180 Control Cable For 2APO5EE 

2AP05EP 2CS004 Control Cable For 2APO5EP 

2CS006 Control Cable For 2AP05EP 
2CS025 Control Cable For 2APO5EP 
2CS041 Control Cable For 2APO5EP 
2CS042 Control Cable For 2AP05EP 

2CS055 Control Cable For 2AP05EP and 2CS009A 

2AP05ER 2AP056 Control Cable For 2AP05ER 

2AP05ET 2AP311 Control Cable For 2AP05ET 

2AP661 Control Cable For 2APOSET 
2APO5EV 2SI005 Control Cable For 2AP05EV 

2AP07EE 2AP142 Control Cable For 2AP07EE 
2AP14E 2AP376 Control Cable For 2AP14E 

2DC041 Power Cable For 2AP14E, 2AP38E, and 2AP42E 
2AP21 EA 2SI517 Control Cable For 2AP21 EA 

2AP38E 2DC041 Power Cable For 2AP14E, 2AP38E, and 2AP42E 

2AP42E 2DC041 Power Cable For 2AP14E, 2AP38E, and 2AP42E 

2AP93E 2DC244 Control Cable For 2AP99E and 2AP93E 
2AP99E 2DC244 Control Cable For 2AP99E and 2AP93E 

2CCO1 PA 2CC002 Control Cable For 2CCO1 PA 

2CC004 Control Cable For 2CCO1PA 
200006 Control Cable For OCCO01E-B and 2CCO1 PA 
2EF028 Control Cable For 2CCO1 PA 

2CC9412A 2CC045 Control Cable For 2CC9412A 

2CC9413A 2CC051 Control Cable For 2CC9413A 

2CC9415 2CC067 Control Cable For 2CC9415 
2CC9416 2CC059 Control Cable For 2CC9416 

2CC9438 2CC036 Control Cable For 2CC9438

Division 12122 

Affected Equipment Equipment 
Equipment In Zone Description
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AMENDMENT 2V
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2E-2

2CC9473A 

2CS009A 

2CVOIPA 

2CV112B 

2CV1 12D 

2CV8110 

2CV8114 

2CV8355A 

2CV8355D 

2CV8804A 

2DG01KA 

2FI-SX031 

2U-0459A 

2U1-0459B 

2U-0501 

2U-0501A 

2LI-0504 

2U-0930 

2LL-SI075A 

2MSOO1A-DIV21

2CC127 
2CS055 
2CV009 
2EF031 
2CV067 
2CV068 
2CV079 
2CV080 
2CV059 
2CV645 
2CV611 
2CV614 
2CV407 
2DG153 
2DG154 
2DG157 
2DG175 
2LV057 
2SX376 
2SX377 
2RY432 
2RC371 
2RY432 
2FW919 
2FW919 
2FW028 
2SI467 

2SI234 
2MS272 
2MS275

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Control Cable For 2CC9473A 
Control Cable For 2AP05EP and 2CS009A 

Control Cable For 2CVO1 PA 

Control Cable For 2CV01 PA and 2SXO1 PA 

Control Cable For 2CV112B 

Control Cable For 2CV1 12B 

Control Cable For 2CV1 12D 

Control Cable For 2CV1 12D 

Control Cable For 2CV81 10 

Control Cable For 2CV8114 

Control Cable For 2CV8355A 

Control Cable For 2CV8355D 

Control Cable For 2CV8804A 

Control Cable For 2DGO1 KA 

Control Cable For 2DG01 KA 

Control Cable For 2DGO1KA 

Control Cable For 2DGO1KA 

Control Cable For 2F1-SX031 

Instrument Cable For 2FI-SX031 

Instrument Cable For 2FI-SX031 

Instrument Cable For 2U-0459A and 2LI-0459B 

Instrument Cable For 2U-0459B 

Instrument Cable For 2LU-0459A and 2LI-0459B 

Instrument Cable For 2LI-0501 and 2LI-0501A 

Instrument Cable For 2U-0501 and 2L1-0501A 

Instrument Cable For 21-0504 

Instrument Cable For 2L1-0930, 2UL-AN012-A7, 
2UL-AN012-B7, and 2UL-AN012-C7 

Control Cable For 2LL-SI075A 

Control Cable For 2MS0O1A-DIV21 

Control Cable For 2MS001A-DIV21
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2E-2

2MS001B-DIV21

2MSOO1C-DIV21

2MSOO1D-DIV21

2MSO18A

2MS519 

2MS531 

2AF009 
2MS285 
2MS288 
2MS529 

2MS531 

2AF121 
2MS298 
2MS519 

2MS524 
2MS532 

2MS311 
2MS527 
2MS529 

2MS532 

2LV052 

2MS581 
2MS583 
2MS585 
2MS587 
2MS588 
2MS589 
2MS590 
2MS591

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Control Cable For 2MSOO1A-DIV21 and 
2MS001C-DIV21 
Control Cable For 2MSOO1A-DIV21 and 
2MSOO1B-DIV21 
Control Cable For 2AFO1 PA and 2MS001 B-DIV21 

Control Cable For 2MSOOIB-DIV21 

Control Cable For 2MS001B-DIV21 

Control Cable For 2MS001 B-DIV21 and 
2MS001D-DIV21 
Control Cable For 2MSOO1A-DIV21 and 
2MSO01B-DIV21 
Control Cable For 2MS001C-DIV21 

Control Cable For 2MS001C-DIV21 

Control Cable For 2MSOO1A-DIV21 and 
2MSOO1C-DIV21 
Control Cable For 2MS001C-DIV21 

Control Cable For 2MSOO1C-DIV21 and 
2MS001D-DIV21 
Control Cable For 2MS001 D-DIV21 

Control Cable For 2MS001D-DIV21 

Control Cable For 2MS001 B-DIV21 and 
2MS001D-DIV21 
Control Cable For 2MS001C-DIV21 and 
2MS001 D-DIV21 
Control Cable For 2AF005A. 2AF005B, 
2AFOO5C, 2AF005D, 2MSO18A, and 2MS018D 
Control Cable For 2MSO18A and 2MSO18D 

Control Cable For 2MS018A and 2MS018D 

Control Cable For 2MS018A 
Power Cable For 2MSO18BA 

Instrument Cable For 2MS018A 

Instrument Cable For 2MSO1 BA 

Instrument Cable For 2MSO18A 

Instrument Cable For 2MS018A
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2E-2

2MS018D 

2MSIO1A 
2MS101B 
2MS101C 
2MSIOID 
2NI-NRO05B 
2NI-NRO05D 
2PI-0405 
2PI-0455A 
2PI-0455B 

2PI-0514A 
2PM-O514B

2MS592 
2MS593 
2MS594 
2MS640 
2LV052 

2MS581 
2MS583 
2MS597 
2MS599 
2MS600 
2MS601 
2MS602 
2MS603 
2MS604 
2MS605 
2MS606 
2MS649 
2MS321 
2MS326 
2MS331 
2MS336 
2NR246 
2NR297 
2CV663 
2RY433 
2RC370 
2RY433 
2MS666 
2MS099 
2MS666

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Instrument Cable For 2MS01BA 
Instrument Cable For 2MSO18A 

Power Cable For 2MS018A 

Instrument Cable For 2MSO18A 

Control Cable For 2AF005A, 2AF005B, 
2AF005C, 2AF005D, 2MS018A, and 2MSO18D 

Control Cable For 2MSO18A and 2MS018D 

Control Cable For 2MS018A and 2MSO18D 

Control Cable For 2MS018SD 

Power Cable For 2MS01 8D 

Instrument Cable For 2MS018D 

Instrument Cable For 2MS018D 

Instrument Cable For 2MS01 8D 

Instrument Cable For 2MSO18D 

Instrument Cable For 2MS018D 

Instrument Cable For 2MS018D 

Power Cable For 2MS018D 

Instrument Cable For 2MS01 80 

Control Cable For 2MS101A 

Control Cable For 2MS101B 

Control Cable For 2MS101C 

Control Cable For 2MS101D 

Instrument Cable For 2NI-NRO05B 

Instrument Cable For 2NI-NRO05D 

Instrument Cable For 2P1-0405 

Instrument Cable For 2PI-O455A and 2PI-0455B 

Instrument Cable For 2PI-0455B 

Instrument Cable For 2PI-0455A and 2PI-0455B 

Instrument Cable For 2PI-0514A and 2PI-0514B 

Instrument Cable For 2PI-0514B 

Instrument Cable For 2PI-0514A and 2PI-0514B
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2E-2

2PI-0524A 
2PI-0524B 

2PI-0534A 
2PI-0534B 

2PI-0544A 
2PI-0544B 

2PI-CC107 

2RC014A 
2RC014C 
2RH01PA 

2RH610 
2RH8701A 

2RH8702A 

2RH8716A 
2RY8000A 
2SI8801A 
2SI8806 
2SI8807A 
2SI8809A 
2SI8811A 
2SI8812A 
2SI8840

2MS102 
2MS102 
2MS103 
2MS106 
2MS106 
2MS107 
2MS110 
2MS1 10 
2MSlll1 
2CC314 
2CC315 
2LV002 
2RC622 
2RC628 
2RH003 
2RH091 
2RH017 
2RH030 
2RH031 
2SI168 
2RH054 
2RH055 
2RH069 
2RY394 
2SI035 
2SI077 
2SI081 
2SI134 
2SI152 
2SI170 
2S1211

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

Instrument Cable For 2PI-0524A and 2PM-0524B 

Instrument Cable For 2PI-0524A and 2PI-0524B 

Instrument Cable For 2PI-0524B 

Instrument Cable For 2PI-0534A and 2PI-0534B 

Instrument Cable For 2PI-0534A and 2PI-0534B 

Instrument Cable For 2PI-0534B 

Instrument Cable For 2PI-0544A and 2PI-0544B 

Instrument Cable For 2PI-0544A and 2PI-05448 

Instrument Cable For 2PI-0544B 

Control Cable For 2PI-CCI07 

Instrument Cable For 2PI-CC107 

Control Cable For 2PI-CC107 

Control Cable For 2RCO14A 

Control Cable For 2RC014C 

Control Cable For 2RHO1PA 

Control Cable For 2RHO1PA 

Control Cable For 2RH610 

Control Cable For 2RH8701 A 

Control Cable For 2RH8701A 

Control Cable For 2RH8701A 

Control Cable For 2RH8702A 

Control Cable For 2RH8702A 

Control Cable For 2RH8716A 

Control Cable For 2RY8000A 

Control Cable For 2S18801A 

Control Cable For 2SI8806 

Control Cable For 2SI8807A 

Control Cable For 2SI8809A 

Control Cable For 2SI8811IA 

Control Cable For 2SI8812A 

Control Cable For 2SI8840
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BYRON- FPR AMENDMENT 20 
DECEMBER 2002 

TABLE 2.4-4 (Contr d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number3 $.2E-2 

2SI8923A 2SI199 Control Cable For 2SI8923A 

2SX001A 2SX033 Control Cable For 2SX001A 

2SX004 2SX041 Control Cable For 2SX004 

2SX016A 2SX053 Control Cable For 2SXO16A 

2SXO1PA 2EF031 Control Cable For 2CVO1 PA and 2SX01 PA 

2SX008 Control Cable For 2SXO1 PA 

2SX01PA-C 2SX312 Control Cable For 2SXO1IPA-C 

2SX313 Control Cable For 2SX01 PA-C 

2SX027A 2SX059 Control Cable For 2SX027A 

2SX033 2SX065 Control Cable For 2SX033 

2SX147A 2LV033 Control Cable For 2SX147A 

2SX178 Control Cable For 2SX1 47A 

2TI-0413A 2RC350 Instrument Cable For 2TI-0413A and 2TI-RC005A 

21I-0423A 2RC355 Instrument Cable For 2TI-0423A and 2TI-RC006A 

2TI-0433A 2RC360 Instrument Cable For 2T1-0433A and 2TI-RC007A 

2TI-0443A 2RC365 Instrument Cable For 2TI-0443A and 2TI-RC008A 

2"I-IT001 21T275 Instrument Cable For 2TI-IT001 

21T276 Instrument Cable For 2TI-IT001 

21T277 Instrument Cable For 2TI-IT001 

21T278 Instrument Cable For 2TI-IT001 

21T279 Instrument Cable For 2TI-ITOO1 

21T280 Instrument Cable For 2TI-ITOO1 

21T281 Instrument Cable For 2TI-IT001 

21T282 Instrument Cable For 2TI-IT001 

21T283 Instrument Cable For 2TI-IT001 

21T284 Instrument Cable For 2TI-ITO01 

21T285 Instrument Cable For 2TH-ITO01 

21T286 Instrument Cable For 2TI-ITO01 

21T287 Instrument Cable For 2TI-IT001 

21T288 Instrument Cable For 2TI-IT001 

21T289 Instrument Cable For 2TI-IT001

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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AMENDMENT26' 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 3.2E-2

21T290 
21T291 
21T292 
21T293 
21T294 
21T295 
21T296 
21T297 
21T298 
21T299 
21T300 
21T301 
21T302 
21T303 
21T304 
21T305 
21T306 
21T307 
21T345 
21T346 
21T424 
2RC648 

2TI-RC005A 2RC350 
2RC612 

2TI-RC006A 2RC355 
2RC612 

2"I-RC007A 2RC360 
2RC612 

2TI-RC008A 2RC365

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Instrument Cable For 2TI-IT001 
Instrument Cable For 2TI-ITOO1 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2Ti-fT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2T1-ITOO1 
Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 
Instrument Cable For 2TTOlT01 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 
Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Control Cable For 2TI-IT001 

Instrument Cable For 2TI-0413A and 2TI-RC005A 

Instrument Cable For 2TI-RCO05A, 2TI-RC006A.  
2TI-RC007A, and 2TI-RCOO8A 
Instrument Cable For 2TI-0423A and 2TI-RC006A 

Instrument Cable For 2TI-RCOO5A, 2TI-RC006A, 
2TI-RC007A, and 2TI-RC008A 

Instrument Cable For 2TI-0433A and 2TI-RC007A 

Instrument Cable For 2TI-RC005A, 2TI-RC006A, 
2TI-RC007A, and 2TI-RC008A 

Instrument Cable For 2T1-0443A and 2TI-RC008A
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AMENDMENT 20 DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.2E-2

2UL-AN012-A7 

2UL-AN012-B7 

2UL-AN012-C7 

2VD01CA 

2VD09YA 

2VD09YB 

2VD1OYA 

2VD1OYB 

2VP01CA 

2VPO1CC

2RC612 

2SI467 

2AN166 
2SI467 

2SI467 

2VD006 

2VD006 

2VD006 

2VD006 

2VD006 

2VP016 
2VP019 
2VP021 
2VP060 
2VP065

Division 12/22 

Affected Equipment Equipment 
Equipment In Zone Description

Instrument Cable For 2TI-RC005A, 2TI-RC006A, 
2TI-RC007A, and 2TI-RC008A 

Instrument Cable For 2LI-0930, 2UL-AN012-A7, 
2UL-AN012-B7, and 2UL-AN012-C7 

Control Cable For 2UL-ANO1 2-B7 

Instrument Cable For 2U-0930, 2UL-AN012-A7, 
2UL-ANO12-B7, and 2UL-AN012-C7 

Instrument Cable For 2U-0930, 2UL-AN012-A7, 
2UL-AN012-B7, and 2UL-AN012-C7 

Control Cable For 2VD01CA, 2VD09YA, 
2VD09YB, 2VDI0YA, and 2VDIOYB 

Control Cable For 2VDO1CA, 2VD09YA, 
2VD09YB, 2VDIOYA, and 2VD1OYB 

Control Cable For 2VDO1 CA, 2VD09YA, 
2VDO9YB. 2VDIOYA, and 2VD10YB 

Control Cable For 2VDO1CA. 2VD09YA, 
2VD09YB, 2VD10YA, and 2VD10YB 

Control Cable For 2VD01CA, 2VD09YA, 
2VD09YB, 2VD10YA, and 2VD1OYB 

Control Cable For 2VPO1CA 

Control Cable For 2VPO1CA 

Control Cable For 2VP01CA 

Control Cable For 2VP01CC 

Control Cable For 2VP01CC
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BYRON - FPR AMENDMENT 20 
DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

DMslon 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number. 3.3A-1 

Unit 0 (Common) Components 

OVC034Y MCR HVAC Main Supply Duct Fire Damper NONE 

OVC103Y MCR HVAC Main Supply Duct Fire Damper 

0VC252Y Unit I AEER and Misc Area Supply Duct Fire 
Damper 

0SX162A 1SX157 Control Cable For OSX162A 

OSX163A 1SX149 Control Cable For OSX163A 

OSX163B 1SX153 Control Cable For OSX163B 

0VCO2CA 1VC025 Control Cable For OVC281Y, OVC02CA, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

1VC026 Control Cable For OVC281Y, OVC02CA, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

1VC032 Control Cable For OVC281Y and OVC02CA 

1VC146 Control Cable For OVC20Y, OVC02CA, and 
OVC18Y 

1VC190 Control Cable For OVC2OY, OVC02CA, and 
OVC18Y 

1VC191 Control Cable For OVC20Y, OVC02CA, and 
OVC18Y 

1VC623 Control Cable For OVC02CA, OVC20Y, 
OVC281 Y, OVC033Y, OVC043Y, OVC17Y, 
OVC18Y, and OVC19Y 

OVC033Y 1VCO15 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

1VC017 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, 0VC17Y, OVC18Y, and OVC19Y 

1VC025 Control Cable For OVC281Y, OVCO2CA, 
OVC033Y. 0VC043Y, OVC17Y, and OVC19Y 

1VC026 Control Cable For OVC281Y, OVC02CA, 
OVC033Y. OVC043Y, OVC17Y, and OVC19Y 

1VC143 Control Cable For OVC281Y, OVC033Y, 
0VC043Y, OVC17Y, and OVC19Y
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AMENDMENT 2O- I 

BYRON- FPR DECEMBER 2002 

TABLE 2.4-4 (Contr d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.3A-1 

1VC144 Control Cable For OVC2OY, OVC281Y. OVC033Y, 
OVC043Y, OVC094Y, OVCO95Y, OVC133Y, 
OVC17Y, OVC1BY. and OVC19Y 

1VC145 Control Cable For OVC20Y, OVC281Y, OVCO33Y, 
OVCO43Y, OVC17Y, OVC18Y, and OVC19Y 

1VC147 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVCO43Y, OVC17Y, OVC18Y, and OVC19Y 

1VC166 Control Cable For OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, and OVC19Y 

1VC167 Control Cable For OVC281Y, OVC033Y, 
0VC043Y. OVC17Y, and OVC19Y 

1VC168 Control Cable For OVC033Y and OVC281Y 

1VC623 Control Cable For OVCO2CA, OVC20Y, 
OVC281Y, OVC033Y, OVC043Y, OVC17Y, 
OVCI8Y, and OVC19Y 

OVCO43Y 1VC015 Control Cable For OVC20Y, OVC281Y. OVC033Y, 
OVCO43Y. OVC17Y, OVC18Y, and OVC19Y 

1VC017 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

1VC025 Control Cable For OVC281Y, OVC02CA, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

1VC026 Control Cable For OVC281Y, OVC02CA, 
0VC033Y, OVC043Y, OVC17Y, and OVC19Y 

1VC035 Control Cable For OVC2OY, OVC281Y, OVC043Y, 
OVC18Y, and OVC19Y 

1VC143 Control Cable For OVC281Y, OVC033Y, 
OVC043Y, OVC17Y. and OVC19Y 

1VC144 Control Cable For OVC20Y, OVC281Y, OVCO33Y, 
OVC043Y. OVC094Y, OVC095Y, OVC133Y, 
OVC17Y, OVC18Y, and OVC19Y 

IVC145 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

1VC147 Control Cable For OVC2OY, OVC281Y. 0VC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

IVC 166 Control Cable For OVC281Y, OVC033Y, 
OVC043Y, OVCI7Y, and OVC19Y

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description
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BYRON -*PA AMENDMENT ..- ý 
DECEMBER 2002 

TABLE 2.4-4 (Cont 'd) 

Division 11/21 
Division 12/22 

Affected Equipment Equipment Affected Equipment Equipment 

Equipment In Zone Description Equipment In Zone Description 

Fire Zone Number: 3.UA-1 

1VC167 Control Cable For OVC281Y, OVC033Y, 
OVC043Y, 0VC17Y, and OVC19Y 

1VC623 Control Cable For OVC02CA, OVC20Y, 
OVC281Y, 0VC033Y, OVC043Y, 0VC17Y, 
0VC1V8Y. and OVC19Y 

OVCO94Y IVC 144 Control Cable For OVC20Y. OVC281Y, OVC033Y, 
oVCo43Y, OVC094Y. OVC095Y, OVC133Y, 
OVC17Y, 0VC18Y, and OVC19Y 

OVCO95Y 1VC144 Control Cable For OVC20Y. OVC281Y, OVC033Y, 
OVC043Y, 0VC094Y, OVC095Y, OVC133Y, 
OVC17Y, OVC18Y, and OVC19Y 

OVC133Y 1VC144 Control Cable For OVC20Y. OVC281Y, OVC033Y, 
OVC043Y, 0VC094Y, OVC095Y, OVC133Y, 
OVC17Y, OVC18Y, and OVC19Y 

IVC207 Control Cable For 0VC133Y, OVC17Y, OVC18Y.  
OVCI9Y, and OVC20Y 

OVC17Y 1VC015 Control Cable For OVC20Y, OVC281Y. OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVCI9Y 

IVC017 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, 0VC17Y, 0VC18Y, and OVC19Y 

IVC025 Control Cable For OVC281Y, 0VC02CA, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

IVC026 Control Cable For OVC281Y, OVC02CA, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

1VC143 Control Cable For OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, and OVC19Y 

1VC144 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC094Y, OVC095Y, 0VC133Y, 
OVC17Y, 0VC18Y, and OVC19Y 

1VC145 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
0VC043Y, OVC17Y, 0VC18Y, and OVC19Y 

1VC147 Control Cable For OVC2OY, OVC281Y, OVCO33Y, 
OVC043Y, OVC17Y. OVC18Y. and OVC19Y 

1VC166 Control Cable For OVC281Y, OVC033Y, 
OVC043Y. OVC17Y, and OVCI9Y 

IVC167 Control Cable For OVC281Y, OVC033Y, 
OVCO43Y, OVC17Y, and OVC19Y
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AMENDMENTk-' DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number 3.3A-1 

IVC189 

1VC192 

1VC207 

1VC623

OVC18Y 1VC015 

1VC017 

1VC035 

IVC108 
1VClll 
1VC144 

1VC145 

1VC146 

1VC147 

IVC181 
1VC182 
IVC189 

1VC190 

1VCI91 

1VC192

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

Control Cable For OVC17Y, OVC18Y, OVC19Y, 
and OVC20Y 
Control Cable For OVC17Y, OVC18Y, OVC19Y, 
and OVC20Y 
Control Cable For OVC133Y, OVC17Y, OVC18Y, 
OVC19Y. and OVC20Y 
Control Cable For OVCO2CA, OVC20Y, 
OVC281Y, OVC033Y. OVC043Y, OVC17Y, 
OVC18Y, and OVC19Y 
Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC20Y, OVC281Y. OVC033Y, 
OVC043Y. OVC17Y. OVCI8Y, and OVC19Y 

Control Cable For OVC20Y, OVC281Y, OVCO43Y, 
OVC18Y. and OVC19Y 
Control Cable For OVC20Y and OVC18Y 

Control Cable For OVC20Y and OVCI8Y 

Control Cable For OVC2OY, OVC281Y, OVCO33Y.  
OVC043Y, OVC094Y, OVC095Y. OVC133Y, 
OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC20Y, OVC281Y, OVC033Y.  
OVC043Y, OVC17Y, OVC1 BY, and OVC19Y 

Control Cable For OVC20Y, OVC02CA, and 
OVC18Y 

Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC20Y and OVC18Y 

Control Cable For OVC20Y and OVC18Y 

Control Cable For OVC17Y, OVC18Y, OVC19Y, 
and OVC20Y 
Control Cable For OVC20Y, OVC02CA, and 
OVCI8Y 
Control Cable For OVC20Y, OVC02CA, and 
oVC18Y 

Control Cable For OVC17Y. OVC18Y, OVC19Y, 
and OVC20Y
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AMENDMENT2IU 

DECEMBER 2002

TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number 3..A-1 

1VC207 

1VC623

oVC19Y 1VC015 

IVC017 

1VC025 

IVC026 

1VC035 

1VC143 

1VC144 

IVC145 

IVC147 

1VC166 

IVC167 

1VC189 

1VC192 

1VC207 

IVC623

DMslon 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

Control Cable For OVC133Y, OVC17Y, OVC18Y, 
OVC19Y, and OVC20Y 
Control Cable For OVC02CA, OVC20Y, 
OVC281Y, OVC033Y, OVC043Y, OVC17Y, 
OVCI8Y. and OVC19Y 

Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y. OVC1BY, and OVC19Y 

Control Cable For OVC20Y, OVC281Y, OVC033Y.  
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC281Y. OVC02CA, 
oVC033Y, OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC281Y, OVC02CA, 
OVC033Y, OVC043Y. OVC17Y, and OVC19Y 

Control Cable For OVC20Y, OVC281Y. OVC043Y, 
OVC18Y. and OVC19Y 
Control Cable For OVC281Y, OVC033Y, 
0VC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC20Y. OVC281Y, OVC033Y, 
OVC043Y. OVC094Y, OVC095Y, OVCI33Y, 
OVC17Y, 0VCIBY, and OVC19Y 

Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVCO43Y, OVC17Y. OVC18Y. and OVC19Y 

Control Cable For OVC281Y, OVC033Y, 
OVC043Y, OVC17Y. and OVC19Y 

Control Cable For OVC281Y. OVC033Y, 
OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC17Y, OVC18Y, OVC1 9Y, 
and OVC20Y 
Control Cable For OVC17Y, OVC18Y. OVC19Y.  
and OVC20Y 
Control Cable For OVCI33Y, 0VC17Y, OVC18Y.  
OVC19Y, and OVC20Y 
Control Cable For OVC02CA, OVC20Y, 
OVC281Y, OVC033Y, OVC043Y, OVC17Y, 
OVC18Y, and OVC19Y
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K-i "BYRON-R AMENDMENT;2 
DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.3A-1 

OVC20Y 1VC015 Control Cable For OVC20Y, OVC281Y. OVC033Y, 
OVC043Y, OVC17Y. OVC18Y. and OVC19Y 

1VC017 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC1BY, and OVC19Y 

1VC035 Control Cable For OVC20YS OVC281Y, 0VC043Y, 
OVC18Y, and OVC19Y 

1VC108 Control Cable For OVC20Y and OVC1BY 

1VC111 Control Cable For OVC20Y and OVC18Y 

1VC144 Control Cable For OVC20Y, 0VC281Y, OVC033Y.  
OVC043Y, OVC094Y, OVC095Y, OVC133Y, 
OVC17Y, OVC18Y, and OVC19Y 

1VC145 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

1VC146 Control Cable For OVC2OY, OVC02CA, and 
OVCI8Y 

1VC147 Control Cable For OVC2OY. OVC281 Y, OVC033Y, 
OVC043Y, OVC17Y, OVC1BY, and OVC19Y 

1VC181 Control Cable For OVC20Y and OVC18Y 

1VC182 Control Cable For OVC20Y and OVC18Y 

1VC189 Control Cable For OVC17Y, OVC18Y, OVC19Y, 
and OVC20Y 

IVC190 Control Cable For OVC20Y. OVC02CA, and 
OVC18Y 

1VC191 Control Cable For OVC20Y, OVC02CA, and 
OVC18Y 

1VC192 Control Cable For OVC17Y, OVC1BY. OVC19Y, 
and OVC20Y 

1VC207 Control Cable For OVC133Y, OVC17Y, OVC18Y, 
OVCI9Y. and OVC20Y 

1VC623 Control Cable For OVC02CA, OVC20Y, 
OVC281Y, OVC033Y. OVC043Y, OVC17Y, 
OVC1 BY, and OVC19Y 

OVC281Y 1FP143 Control Cable For OVC281Y 

IFP150 Control Cable For OVC281Y 

1VC015 Control Cable For OVC2OY, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

(Sheet 259)



BYRON -FPRAMENDMENT ýu-ý 
DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 3.3A-1 

1VC017 Control Cable For OVC20Y. OVC281Y. OVC033Y, 
OVC043Y, 0VC17Y, OVC18Y. and OVC19Y 

1VC025 Control Cable For OVC281Y, OVC02CA, 
OVC033Y, 0VC043Y, OVC17Y, and OVC19Y 

1VC026 Control Cable For OVC281Y, 0VC02CA, 
OVC033Y, OVC043Y. OVC17Y. and OVC19Y 

1VC032 Control Cable For OVC281Y and OVC02CA 

1VC035 Control Cable For 0VC20Y, 0VC281Y, OVC043Y, 
OVC18Y, and OVC19Y 

1VC143 Control Cable For OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, and OVC19Y 

1VC144 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVCO43Y, OVC094Y, OVC095Y, OVCI33Y, 
0VC17Y, OVC18Y. and OVC19Y 

1VC145 Control Cable For OVC20Y, OVC281Y, OVC033Y.  
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

1VC147 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, 0VC17Y, OVC18Y. and OVC19Y 

1VC166 Control Cable For OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, and OVC19Y 

1VC167 Control Cable For OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, and OVC19Y 

IVC168 Control Cable For OVC033Y and OVC281Y 

1VC623 Control Cable For OVC02CA, OVC20Y, 
OVC281Y. OVC033Y, OVC043Y, OVC17Y, 
0VC18Y, and 0VC19Y 

Unit 1 Components 

1AP05EE 1AP661 Control Cable For 1AP05EE NONE 

1AP05EJ 1CS004 Control Cable For 1AP05EJ 

IAPO5EK 1WO024 Control Cable For 1APO5EK 

1AP05ER 1AP049 Control Cable For IAP05ER 

lDG211 Control Cable For 1APO5ER 

1APO7EL 1AP098 Control Cable For 1AP07EL
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AMENDMENT -U 
BYRON - FPR DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number3. 3A-1 

lCC9413A ICC053 Control Cable For 1CC9413A 

ICC9416 1CCD61 Control Cable For 1CC9416 

ICC9438 1CC037 Control Cable For 1CC9438 

1CV112D 1CV081 Control Cable For ICV112D 

1IlPOIJ 1EF024 Control Cable For 1IP01J 

11POO5 Power Cable For IlP01J 

11P006 Power Cable For 1IPO1J 

IlPO3J 11P033 Power Cable For 11P03J 

11P034 Power Cable For IlP03J 

1LI-W459A 1 RY322 Instrument Cable For 1Ll-0459A, 1 U-0501 A, 1 U
0930, 1 PI-0405. 1 PI-0514A, 1PI-0524A, 1P1
0534A, 1PI-0544A, 1TI-0413A, 1TI-0423A, 1TI
0433A, and 1TI-0443A 

1M-0501A 1 RY322 Instrument Cable For IU-0459A, 1 LI-0501A, 1 LI
0930, 1PI-0405, 1PI-0514A, 1PI-0524A, 1PI
0534A. 1PI-0544A, 1TI-0413A, 1TI-0423A, 1TI
0433A, and 1TI-0443A 

1U-0930 1RY322 Instrument Cable For IU-0459A, 1LI-0501A, 1Ll

0930, 1P1-0405, 1 PI-0514A, 1 PI-0524A, 1P1
0534A, 1PI-0544A. 1TI-0413A, 1TI-0423A, 1TI
0433A, and 1TI-0443A 

INI-0031B 1NR234 Instrument Cable For 1NI-0031B 

1PI-0405 1RY322 Instrument Cable For 1U-0459A, 1LI-050IA, 1l

0930, 1PI-0405, 1PI-0514A, 1PI-0524A, 11P1
0534A, 1PI-0544A, 1TI-0413A, 1TI-0423A, 1TI
0433A, and 1TI-0443A 

1PI-0514A 1RY322 Instrument Cable For 1U.-0459A. 1LI-0501A. ILl
0930, 1PI-0405, 1PI-0514A, IPI-0524A. 1PI
0534A, 1PI-0544A, 1TI-0413A, 1TI-0423A, 11"1
0433A, and 1TI-0443A 

1 PI-0524A 1RY322 Instrument Cable For 1LI-0459A, 1ULI-0501A, 11LI
0930, 1PI-0405, 1PI-0514A, IPI-0524A, 1PI
0534A, I PI-0544A, T1T-0413A, 1TI-0423A, 1TI
0433A, and 1TI-0443A

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number3 S.3A-1

1PI-0534A 

1PI-0544A 

1RY455A 
1SI8801A 
1S1881 1A 

1TI-0413A 

1TI-0423A 

1TI-0433A 

1TI-0443A 

IUL-AN012-A7 

1UL-AN012-B7 

1UL-AN012-C7 

1VX04Y 
1VX05C 
1vx05Y

1 RY322 

1 RY322 

1DC100 
1S1017 
1S1513 
1SI521 
1 RY322 

1 RY322 

1RY322 

1RY322 

1AN084 

1AN084 

1AN084 

1VE039 
1VX044 
1VE039

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

Instrument Cable For 1U-0459A, I1LI-0501A, 1.LI
0930, 1PI-0405, 1PI-0514A. 1PI-0524A, 1PI
0534A, 1PI-0544A, 1TI-0413A, 1TI-0423A, 1TI
0433A. and 1TI-0443A 

Instrument Cable For 1 LI-0459A, 1ILI-0l5A, 1 L
0930. 1PI-0405, lPI-0514A, 1PI-0524A, 1PI
0534A, 1PI-0544A, ITI-0413A, 1TI-0423A, 1TI
0433A, and 1TI-0443A 
Control Cable For 1RY455A 

Control Cable For 1S18801A 

Control Cable For 1S18811IA 

Control Cable For 1SI8811A 

Instrument Cable For 1U-0459A, 1LI-0501A, 1U
0930, IPI-0405, 1PI-0514A, 1PI-0524A, 1PI
0534A, 1PI-0544A, 1TI-0413A, 1TI-0423A, 1TI
0433A, and 1Tl-0443A 
Instrument Cable For 1ILI-0459A. 1IU-0501A. I LI
0930, 1PI-0405, 1PI-0514A, IPI-0524A, 11P1
0534A, 1PI-0544A, ITI-0413A, 1TI-0423A, 1TI
0433A, and 1TI-0443A 
Instrument Cable For ILI-0459A, I1U-0501 A, I1U
0930, 1PI-0405, 1PI-0514A, IPI-0524A, 1PI
0534A, 1PI-0544A, 1TI-0413A, 1TI-0423A, 1TI
0433A, and 1TI-0443A 
Instrument Cable For 1LI-0459A, ILI-O5l0A, ILl
0930, 1PI-0405, 1PI-0514A, 1PI-0524A, 1PI
0534A, 1PI-0544A, 1TI-0413A, 1TI-0423A, 1T
0433A, and ITI-0443A 
Control Cable For 1UL-ANO12-A7, 1UL-AN012
B7. and 1UL-AN012-C7 
Control Cable For IUL-AN012-A7, 1UL-AN012
87, and 1UL-AN012-C7 
Control Cable For 1 UL-AN012-A7, 1UL-AN012
B7, and 1UL-AN012-C7 
Control Cable For IVX04Y and 1VX05Y 

Control Cable For 1VX05C 

Control Cable For 1VX04Y and 1VX05Y

(Sheet 262)
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TABLE 2.4-4 (Cont' d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 3.3A-1

Unit 2 Components 

NONE

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

NONE

(Sheet 263)
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. $.3A-2

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Unit 0 (Common) Components 

OVC173Y 
OVC240Y 
OVC268Y

OVA01CC 
OVA02CC 
OVC043Y 

0VC18Y 

0VC 19Y 

OVC20Y 

OVC281Y

2VA738 
2VA738 
2VC700 

2VC700 

2VC700 

2VC700 

2VC700

MCR HVAC Main Supply Duct Fire Damper 
MCR HVAC Main Supply Duct Fire Damper 

Unit 2 AEER and Misc Area Supply Duct Fire 
Damper 
Control Cable For OVAO1CC and OVA02CC 

Control Cable For OVAO1CC and OVA02CC 

Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC18Y 
Control Cable For OVC19Y, OVC20Y, OVC281Y, 
0VC043Y, and OVCI8Y 
Control Cable For OVC19Y, OVC20Y, 0VC281Y.  
OVC043Y, and OVC18Y 
Control Cable For OVCI9Y. OVC20Y. OVC281Y, 
OVC043Y, and OVC18Y 
Control Cable For OVCI9Y, OVC20Y, OVC281Y, 
0VC043Y, and OVC18Y

0VC01Y 

OVC02Y

OVC03Y 

OVC04Y

OVC16Y 

OVC217Y 

0VC282Y

1VC279 

1VC297 

1VC277 
1VC278 
1VC279 

I VC297 

1VC279 

1VC297 

1VC277 

1VC278 
1VC279 

1VC297 

1FP127 
1FP158 
1VC297 

IFP127 
1FP158

Control Cable For OVCO1Y, OVC02Y, OVC03Y, and OVCO4Y 

Control Cable For OVC01Y, OVC02Y, OVC03Y, 
OVC04Y, and OVC217Y 

Control Cable For OVC02Y and OVC04Y 

Control Cable For OVC02Y and OVC04Y 

Control Cable For OVCO1Y, OVC02Y, OVC03Y, 
and OVC04Y 

Control Cable For OVCO1Y, OVC02Y, OVC03Y, 
OVC04Y, and OVC217Y 

Control Cable For OVC01Y, OVC02Y, OVC03Y, 
and OVC04Y 

Control Cable For OVCO1Y, OVC02Y, OVC03Y, 
OVC04Y, and OVC217Y 

Control Cable For OVC02Y and OVC04Y 

Control Cable For OVC02Y and OVC04Y 

Control Cable For OVCOIY, OVC02Y, OVC03Y, 
and OVC04Y 

Control Cable For OVC01Y, 0VCO2Y, OVCO3Y, 
OVC04Y, and OVC217Y 

Control Cable For 0VC282Y and OVC16Y 

Control Cable For OVC282Y and OVC1 6Y 

Control Cable For OVCO1Y, OVC02Y, OVC03Y, 
OVC04Y, and OVC217Y 

Control Cable For OVC282Y and OVC16Y 

Control Cable For 0VC282Y and OVC16Y

Unit 1 Components

NONE
NONE

Unit 2 Components

(Sheet 264)
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.3A-2

2AP05ED 
2AP05EG 

2AP05EJ 
2AP05ES 

2APO5EV 
2AP07EE 

2DG01KA 

21P01J 

21P03J 

2PI-0455A 

2PI-0457 
2SX169A 
2TI-RC005A

2AP082 
2AP049 
2AP050 
2AP312 
2DG211 
2AP075 
2DG005 
2DG019 
2DO211 
2SI004 
2AP098 
2AP141 
2DG017 
2DG018 
2DG019 
2DG200 
21P005 
21P0O6 
21P033 
21P034 
2RC491 

2RC503 
2SX295 
2RC491

2Tl-RC006A 2RC491 

2TI-RC0O7A 2RC491 

2TI-RC008A 2RC491

Control Cable For 2AP05ED 
Control Cable For 2AP05EG 

Control Cable For 2AP05EG 

Control Cable For 2AP05EG 

Control Cable For 2AP05EG and 2AP05ES 

Control Cable For 2AP05EJ 

Control Cable For 2APOSES 

Control Cable For 2DG01 KA and 2AP05ES 

Control Cable For 2AP05EG and 2AP05ES 

Control Cable For 2AP05EV 

Control Cable For 2AP07EE 

Control Cable For 2AP07EE 

Control Cable For 2DGO1 KA 

Control Cable For 2DG01KA 

Control Cable For 2DG01 KA and 2AP05ES 

Control Cable For 2DGO1KA 

Power Cable For 21PO1J 
Power Cable For 21POIJ 

Power Cable For 21P03J 

Power Cable For 21P03J 

Instrument Cable For 2PI-0455A, 2TI-RC005A, 
2TI-RCOO06A, 2TI-RC007A, and 2TI-RC008A 

Instrument Cable For 2PI-0457 

Control Cable For 2SX169A 

Instrument Cable For 2PI-0455A, 2TI-RC005A, 
2TI-RC006A, 2TI-RC007A, and 2TI-RC008A 

Instrument Cable For 2PI-0455A, 2TI-RC005A, 
2TI-RC006A, 2TI-RC007A, and 2TI-RC008A 

Instrument Cable For 2PI-0455A. 2TI-RC005A, 

2TI-RC006A, 2TI-RC007A, and 2TI-RC008A 

Instrument Cable For 2PI-0455A, 2TI-RC005A, 
2TI-RC006A, 2TI-RC007A. and 2TI-RC008A

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description 

NONE

(Sheet 265)
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DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 
Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: $.3A-2

2UL-AN012-A7 2AN084 

2UL-AN012-B7 2AN084 

2UL-AN012-C7 2AN084

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Control Cable For 2UL-AN012-A7, 2UL-AN012
B7. and 2UL-AN012-C7 
Control Cable For 2UL-AN012-A7, 2UL-AN012
B7, and 2UL-AN012-C7 
Control Cable For 2UL-AN012-A7, 2UL-AN012
B7, and 2UL-AN012-C7
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TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number 3.3B-1 

Unit 0 (Common) Components 

OVC060Y Unit I AEER Exhaust Duct Fire Damper NONE 

OVC094Y Unit 1 AEER Return Flow Control Damper 

OVC095Y Unit I AEER Supply Flow Control Damper 

OVC096Y Unit I AEER Supply Duct Fire Damper 

OVC097Y Unit 1 AEER Supply Duct Fire Damper 

OVC099Y Unit 1 AEER Exhaust Duct Fire Damper 

OVC100Y Unit 1 AEER Exhaust Duct Fire Damper 

OVC102Y MCR HVAC Main Return Duct Fire Damper 

OVC241Y MCR HVAC Main Return Duct Flre Damper 

0VC248Y Unit I AEER Exhaust Duct Fire Damper 

0VC249Y Unit 1 AEER Exhaust Duct Fire Damper 

0VC252Y Unit 1 AEER and Misc Area Supply Duct Fire 
Damper 

0AB03P(1) 1AB005 Control Cable For 0AB03P(1) and 1AB03P 

OCC01 E-A 1CCO06 Control Cable For OCCO1E-A and ICCO01PA 

IEF027 Control Cable For OCCOIE-A 

0FI-SX044 1LV057 Control Cable For 0FI-SX044 and 1FI-SX031 

0SX158B 2SX079 Control Cable For OSX158B 

OSX162A 1SX157 Control Cable For OSX162A 

ISX345 Control Cable For OSX162A 

OSX162C 2SX157 Control Cable For OSX162C 

OSX163A 1SX149 Control Cable For OSX163A 

OSX163B 1SX153 Control Cable For OSXI63B 

OSX163C 2SX149 Control Cable For OSX1 63C 

OSX163D 2SX153 Control Cable For OSX163D 

OVA01CA 1VA738 Control Cable For OVA01CA and OVA02CA 

OVA02CA 1VA738 Control Cable For OVA01CA and OVA02CA 

OVC02CA 1VC016 Control Cable For OVC281Y, OVC02CA, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y
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BYRON-FPR AMENDMENT 20 

DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 3.3B-1 

1VC025 Control Cable For OVC281Y. OVC02CA, 
OVC033Y,0VCO43Y, OVC17Y, and OVC19Y 

1VC026 Control Cable For OVC281Y, OVC02CA, 
OVC033Y. OVC043Y, OVC17Y, and OVC19Y 

1VC029 Control Cable For OVC281Y and OVC02CA 

1VC032 Control Cable For OVC281Y and OVC02CA 

1VC146 Control Cable For OVC20Y, OVC02CA, and 
OVC18Y 

1VC190 Control Cable For OVC20Y, OVC02CA, and 
OVC18Y 

1VC191 Control Cable For OVC20Y, OVC02CA, and 
OVC18Y 

1VC623 Control Cable For OVC02CA, OVC20Y, 
OVC281Y, OVC033Y, OVC043Y. OVC17Y, 
OVC18Y, and OVC19Y 

OVCO33Y 1VC015 Control Cable For OVC2OY, OVC281Y. OVC033Y, 
OVCO43Y, OVC17Y, OVC18Y, and OVC19Y 

1VCO16 Control Cable For OVC281Y, OVC02CA, 
OVC033Y, OVCO43Y, OVC17Y, and OVC19Y 

1VC017 Control Cable For OVC20Y, OVC281Y, OVC033Y.  
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

1VC025 Control Cable For OVC281Y, OVC02CA, 
OVCO33Y, OVC043Y. OVC17Y, and OVC19Y 

IVC026 Control Cable For OVC281Y, OVC02CA, 
oVC033Y. OVC043Y, OVC17Y, and OVC19Y 

1VC030 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y. OVC18Y, and OVC19Y 

1VC143 Control Cable For OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, and OVC19Y 

1VC144 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC094Y, OVC095Y, OVC133Y, 
OVC17Y, OVC18Y, and OVC19Y 

1VC145 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

1VC147 Control Cable For OVC20Y, OVC281Y, OVC033Y.  
OVC043Y, OVC17Y, OVC18Y, and OVC19Y

Division 12/22 

Affected Equipment Equipment 
Equipment In Zone Description
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BYRON- FPR DECEMBER 2002 

TABLE 2.4-4 (Cont d) 

Division 11/21 Divislon 12/22 

ffectedE Equipment EAffected 
Equipment Equipment 

Equipment In Zone Description Equipment In Zone Description 

Fire Zone Number: 3.3B-1 

1VC166 Control Cable For OVC281Y. OVC033Y, 
OVC043Y, OVC17Y. and OVC19Y 

1VC167 Control Cable For 0VC281Y, OVC033Y, 
OVC043Y, 0VC17Y, and OVC19Y 

1VC168 Control Cable For OVC033Y and OVC281Y 

1VC623 Control Cable For OVC02CA, OVC20Y, 
OVC281Y, OVC033Y, OVC043Y, OVC17Y, 
OVC1BY. and OVC19Y 

0VC043Y 1VCO15 Control Cable For OVC20Y, OVC281Y. OVC033Y, 
OVCo43Y, oVCI7Y, oVClI8Y. and OVC19Y 

IVC016 Control Cable For OVC281Y, OVC02CA, 
OVC033Y. oVCo43Y, OVC17Y. and OVC19Y 

1VC017 Control Cable For OVC20Y. OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y. and OVC19Y 

1VC025 Control Cable For OVC281Y, OVC02CA, 
OVCo33Y, OVC043Y, OVC17Y, and OVC19Y 

1VC026 Control Cable For OVC281Y. OVC02CA, 
oVCo33Y, OVC043Y, OVC17Y, and OVC19Y 

IVC030 Control Cable For OVC20Y. OVC281Y, OVC033Y, 
oVC043Y, OVC17Y, OVC18Y, and OVC19Y 

1VC035 Control Cable For OVC20Y, OVC281Y, OVC043Y, 
OVC18Y. and OVC19Y 

1VC143 Control Cable For OVC281Y, OVC033Y.  
OVC043Y, OVC17Y. and OVC19Y 

1VC144 Control Cable For OVC20Y. OVC281Y, OVC033Y, 
OVC043Y. OVC094Y, OVC095Y. OVC133Y.  
oVC17Y. OVC18Y, and OVC19Y 

1VC145 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y. OVC1BY, and OVC19Y 

IVC147 Control Cable For OVC20Y, OVC281Y, OVCO33Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

1VC166 Control Cable For OVC281Y. OVC033Y, 
OVC043Y, OVC17Y. and OVC19Y 

1VC167 Control Cable For OVC281Y. OVC033Y, 
OVC043Y, 0VC17Y, and OVC19Y 

1VC577 Control Cable For OVC19Y, OVC20Y, OVC281 Y.  
OVC043Y. and OVC1B8Y
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DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.3B-1 

1VC578 Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVC043Y. and OVC18Y 

1VC623 Control Cable For OVC02CA, OVC20Y, 
OVC281Y, OVC033Y. OVC043Y, OVC17Y, 
OVC18Y, and OVC19Y 

0VC094Y IVC 144 Control Cable For OVC20Y, OVC281 Y, OVC033Y, 
OVC043Y. OVC094Y, OVC095Y, OVC133Y.  
OVC17Y. OVC18Y. and OVC19Y 

1VC195 Control Cable For OVC094Y, OVC095Y, OVC17Y.  
OVC18Y, OVC19Y, and OVC20Y 

1VC198 Control Cable For OVC094Y, OVC17Y, OVC1BY.  
OVC1 9Y, and OVC20Y 

OVCO95Y 1VC144 Control Cable For OVC20Y, OVC281Y. OVC033Y, 
OVC043Y, OVC094Y, OVC095Y, OVC133Y, 
OVC17Y, OVC18Y, and OVC19Y 

1VC195 Control Cable For OVC094Y, 0VC095Y, OVC17Y, 
OVC18Y. OVC19Y, and OVC20Y 

OVC133Y 1VC144 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC094Y, OVC095Y, OVC133Y.  
OVC17Y, OVC18Y, and OVC19Y 

1VC201 Control Cable For OVC133Y, OVC17Y, OVC18Y, 
OVC1 9Y. and OVC20Y 

1VC207 Control Cable For OVC133Y, OVC17Y. OVC18Y.  
OVC19Y, and OVC20Y 

OVC17Y 1VC015 Control Cable For OVC20Y, 0VC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC1BY, and OVC19Y 

1VC016 Control Cable For OVC281Y, OVC02CA, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

1VC017 Control Cable For OVC20Y. OVC281Y, OVC033Y, 
OVC043Y. OVC17Y, OVC18Y. and OVC19Y 

1VC025 Control Cable For OVC281Y, OVC02CA, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

1VC026 Control Cable For OVC281Y, OVC02CA.  
OVC033Y, OVC043Y, OVC17Y, and OVC1D9Y 

IVC030 Control Cable For 0VC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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TABLE 2.4-4 (Cont d)

Dislon 11/21 

Affected Equipment Equipment 

Equipment In Zone Description

Fire Zone Number: 3.3B-1 

1VC143 

1VC144 

1VC145 

1VC147 

1VC166 

1VC167 

1VC189 

1VC192 

1VC195 

IVC198 

1VC201 

1VC207 

1VC623 

1VC643

OVC18Y 1VC015 

1VC017 

1VC030

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Control Cable For OVC281Y. OVC033Y, 
0VC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC2OY, 0VC281Y, OVC033Y, 
OVC043Y, OVC094Y, 0VC095Y. OVC133Y, 
OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC20Y, OVC281Y, OVCO33Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y. OVC1BY. and OVC19gY 

Control Cable For 0VC281Y, OVC033Y, 
OVC043Y, oVC17Y, and OVC19Y 

Control Cable For OVC281Y, OVC033Y, 
0VC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC17Y, OVC1 8Y, OVC19Y, 
and OVC20Y 
Control Cable For OVC17Y, OVC18Y, OVC19Y, 
and OVC20Y 
Control Cable For OVC094Y, OVCO95Y, OVC17Y.  
oVC18Y, OVC19Y, and OVC20Y 
Control Cable For OVC094Y, OVC17Y, OVC18Y, 
OVC19Y, and OVC20Y 

Control Cable For OVCI133Y, OVC17Y, OVC1 8Y, 
OVCI9Y, and OVC20Y 

Control Cable For OVC133Y, OVC17Y, OVC18Y, 
OVC19Y, and OVC20Y 

Control Cable For OVCO2CA, OVC2OY, 
OVC281Y, OVCO33Y, OVCO43Y, OVC17Y, 
OVC1BY, and OVC19Y 

Control Cable For OVC17Y, OVC18Y, OVC19Y, 
and OVC20Y 
Control Cable For OVC20Y, OVC281Y, OVC033Y, 
oVC043Y, OVC17Y, OVCI8Y, and OVC19Y 

Control Cable For OVC20Y, 0VC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC20Y. OVC281Y, OVC033Y, 
OVCO43Y, OVC17Y, OVC18Y, and OVC19Y
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TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 

Equipment In Zone Description

Fire Zone Number: 3.3B-1 

IVC035 

1VC108 
MVClll 

1VC144 

lVC145 

1VC146 

1VC147 

IVC181 
1VC182 
IVC189 

1vC19O 

1vC191 

1VC192 

IVC195 

1VC198 

1VC201 

1VC207 

1VC577 

1VC578

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

Control Cable For OVC20Y, OVC281Y, OVC043Y.  
OVCI 8Y, and OVC19Y 
Control Cable For OVC20Y and OVC18Y 

Control Cable For OVC20Y and 0VC18Y 

Control Cable For OVC20Y. OVC281Y, OVC033Y, 
oVCo43Y, OVC094Y, OVC095Y, OVC133Y, 
OVCI7Y, OVC1BY, and OVC19Y 

Control Cable For OVC20Y, OVC281Y, OVC033Y, 

OVCO43Y, OVC17Y, OVC1BY, and OVC19Y 

Control Cable For OVC20Y, OVC02CA, and 
OVC18Y 

Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC20Y and OVC1BY 

Control Cable For OVC20Y and OVC18Y 

Control Cable For OVC17Y, OVC1 8Y, OVC19Y, 
and OVC20Y 
Control Cable For 0VC20Y, OVC02CA, and 
OVC18Y 
Control Cable For OVC20Y, OVC02CA, and 
OVC18Y 
Control Cable For OVC17Y. OVC18Y, OVC19Y, 
and 0VC20Y 

Control Cable For OVC094Y, OVC095Y, OVC17Y.  
OVC18Y, OVC19Y, and OVC20Y 

Control Cable For OVC094Y, OVCl7Y, OVC18Y, 
OVC19Y, and OVC20Y 

Control Cable For OVC133Y, OVC17Y. OVC1BY, 
OVC19Y, and OVC20Y 

Control Cable For OVCI33Y, OVC17Y, OVC18Y, 
OVC1 9Y. and OVC20Y 

Control Cable For OVC19Y, OVC20Y. 0VC281Y, 
OVC043Y, and OVC18Y 
Control Cable For OVC1 9Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC18Y
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TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: $.3B-1 

1VC623 Control Cable For 0VC02CA, OVC20Y.  
OVC281Y, OVC033Y, OVC043Y, OVC17Y, 
OVC1 8Y, and OVC19Y 

1VC643 Control Cable For OVC17Y, OVC18Y, OVC19Y, 
and OVC20Y 

OVC19Y 1VC015 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVCO43Y, OVC17Y, OVC18Y, and OVC19Y 

IVC016 Control Cable For OVC281Y, OVC02CA, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

1VC017 Control Cable For OVC20Y, 0VC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

1VC025 Control Cable For OVC281Y, OVC02CA.  
OVC033Y, 0VC043Y, OVC17Y. and OVC1 9Y 

1VC026 Control Cable For OVC281Y, OVC02CA, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

IVC030 Control Cable For OVC20Y, 0VC281 Y. OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

1VC035 Control Cable For OVC20Y, OVC281Y, OVC043Y, 
OVC1BY, and OVC19Y 

IVC143 Control Cable For OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, and OVC19Y 

1VC144 Control Cable For OVC20Y, OVC281Y, 0VC033Y.  
OVC043Y, OVC094Y, OVC095Y, OVC1 33Y.  
OVC17Y, OVC18Y. and OVC19Y 

1VC145 Control Cable For OVC20Y, OVC281Y, OVC033Y.  
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

1VC147 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

1VC166 Control Cable For OVC281Y, OVC033Y, 
OVC043Y, OVC17Y. and OVC1 9Y 

1VC167 Control Cable For OVC281Y, OVC033Y, 
OVC043Y, OVC17Y. and OVC19Y 

1VC189 Control Cable For OVC17Y, OVC18Y, OVC19Y, 
and OVC20Y 

IVC192 Control Cable For OVCI7Y, OVCI8Y, OVCI9Y, 
and OVC20Y

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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TABLE 2.4-4 (Cont 'd)

Division 11121 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 3.33-1 

1VC195 Control Cable For OVCO94Y, OVC095Y, OVC17Y, 
OVC18Y, OVC19Y, and OVC20Y 

1VC198 Control Cable For OVC094Y, OVC17Y, OVC18Y.  
OVC19Y, and OVC20Y 

1VC201 Control Cable For OVC133Y, OVC17Y, OVC18Y, 
OVC1O9Y, and OVC20Y 

1VC207 Control Cable For OVC133Y, OVC17Y, OVC1BY, 
OVC1 9Y, and OVC20Y 

1VC577 Control Cable For OVC1 9Y, OVC20Y. OVC281Y, 
OVC043Y, and OVC1BY 

1VC578 Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC1BY 

1VC623 Control Cable For OVC02CA, OVC20Y, 
OVC281Y, OVC033Y, 0VC043Y, OVC17Y, 
OVC18Y, and OVC19Y 

1VC643 Control Cable For OVC17Y, OVC18Y, OVC19Y.  
and OVC20Y 

OVC20Y IVC015 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

1VC017 Control Cable For OVC2OY, OVC281Y, OVC033Y, 
0VC043Y, OVC17Y, OVC18Y, and OVC19Y 

1VC030 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y. OVC17Y, OVC1BY, and OVC19Y 

1VC035 Control Cable For OVC20Y. OVC281Y, OVC043Y, 
OVC18Y, and OVC19Y 

1VC108 Control Cable For OVC20Y and OVC18Y 

1VC111 Control Cable For OVC20Y and OVC1BY 

1VC144 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC094Y, OVC095Y, OVC133Y, 
OVC17Y, OVC18Y, and OVC19Y 

1VC145 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVCO43Y, OVC17Y, OVC18Y, and OVC19Y 

1VC146 Control Cable For OVC20Y, OVC02CA, and 
OVC18Y 

1VC147 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC1BY, and OVC19Y

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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TABLE 2.4-4 (Cont' d)

Division 11/21 

Affected Equipment Equipment 

Equipment In Zone Description 

Fire Zone Number3. 3.B-1

OVC281Y

1VC181 
1VC182 
1VC189 

IVC190 

IVC191 

1VC192 

1VC195 

1VC198 

1VC201 

1VC207 

1VC577 

1VC578 

IVC623 

1VC643 

IVCO15 

IVCO16 

IVC017 

1VC025

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

Control Cable For OVC20Y and OVC18Y 

Control Cable For OVC20Y and OVCI8Y 

Control Cable For OVC17Y, OVC18Y, OVC19Y, 
and OVC20Y 
Control Cable For OVC20Y, OVC02CA, and 
OVC18Y 
Control Cable For OVC20Y, OVC02CA, and 
OVC18Y 
Control Cable For OVC17Y, OVC1 BY, OVC1 9Y, 
and OVC20Y 

Control Cable For OVC094Y, OVC095Y, OVC17Y, 
OVC18Y, OVC19Y, and OVC20Y 

Control Cable For OVC094Y, OVC17Y, OVC18Y, 
OVC19Y, and OVC20Y 

Control Cable For OVC133Y, OVC17Y, OVC18Y, 
OVC19Y, and OVC20Y 

Control Cable For OVC133Y, OVC17Y, OVC18Y, 
OVC19Y, and OVC20Y 

Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVC043Y. and OVC18Y 

Control Cable For OVCI9Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC18Y 
Control Cable For OVC02CA, OVC20Y, 
OVC281 Y, OVC033Y, OVC043Y, OVC17Y, 
OVC1BY. and OVC19Y 

Control Cable For OVC17Y, OVC1BY, OVC19Y, 
and OVC20Y 
Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVCI8Y, and OVC19Y 

Control Cable For OVC281Y, OVC02CA.  
OVC033Y, OVC043Y, OVCI7Y, and OVCIg9Y 

Control Cable For OVC20Y. OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC281Y, OVC02CA, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y
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TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 3.31-1 

1V0026 

1VC029 
1VC030 

1V0032 
1VC035 

1VC143 

1VC144 

1VC145 

1VC147 

1VC166 

IVC167 

1VC168 
1VC577 

1VC578 

1VC623 

Unit Components 

1AB03P lABOO5 

1AF005A 1AF077 

1AF081

Control Cable For OVC281Y. OVC02CA, 
OVC033Y, OVC043Y, OVC17Y. and OVC19Y 
Control Cable For OVC281Y and OVC02CA 

Control Cable For OVC20Y, OVC281Y, OVCO33Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 
Control Cable For OVC281Y and OVC02CA 

Control Cable For OVC20YO VC281Y, OVCO43Y, 
OVC18Y, and OVC19Y 
Control Cable For OVC281Y, OVC033Y, 
OVCO43Y, OVC17Y, and OVC19Y 

Control Cable For OVC2OY, OVC281Y, OVCO33Y, 
OVCO43Y, OVCO94Y, OVCO95Y, OVC133Y, 
OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC2OY, OVC281Y, OVCO33Y, 
OVCO43Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC20Y, OVC281Y, OVCO33Y, 
OVCO43Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC281Y, OVCO33Y.  
OVCO43Y, OVC17Y, and OVC19Y 
Control Cable For OVC281Y, OVCO33Y.  
OVCO43Y, OVC17Y, and OVC19Y 
Control Cable For OVCO33Y and OVC281 Y 

Control Cable For OVCI 9Y. OVC20Y, OVC281Y.  
OVC043Y, and OVC18Y 
Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC18Y 
Control Cable For OVC02CA, OVC2OY, 
OVC281Y, 0VC033Y, OVO043Y, OVC17Y.  
OVC18Y, and OVC19Y 

Control Cable For OAB03P(1) and 1AB03P 

Instrument Cable For 1AF005A, IAF005B, 
1AF005C, and IAF005D 
Instrument Cable For 1AF005A

Division 12122 
Affected Equipment Equipment 
Equipment In Zone Description

NONE
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TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 3.3B-1 

1AF170 Instrument Cable For 1AF005A 

11P016 Control Cable For 1AF005A, 1AF005B, 
IAFOO5C, 1AF005D, and 1IPO1J 

1LV052 Control Cable For 1AF005A. IAF005B, 
1AF005C, 1AFOO5D. 1MS018A, and 1MS018D 

1AFO05B 1AF077 Instrument Cable For 1AF005A, 1AFOO5B, 
1AF005C, and 1AFOO5D 

1AF083 Instrument Cable For 1AF005B 

1AF179 Instrument Cable For 1AF005B 

1IP016 Control Cable For 1AFOO5A, 1AF005B, 
1AF005C, 1AF005D, and IlP01J 

1LV052 Control Cable For 1AF005A, 1AF005B, 
1AFOO5C, 1AF005D, 1MS018A, and 1MS018D 

1AF005C 1AF077 Instrument Cable For 1AFOO5A, 1AF005B, 
1AF005C, and 1AF005D 

1AF085 Instrument Cable For 1AFOO5C 

IAF180 Instrument Cable For IAFOO5C 

11P016 Control Cable For 1AF005A, 1AF005B, 
1AF005C, 1AF005D. and IPO1J 

1LV052 Control Cable For 1AF005A, 1AF005B, 
1AF005C, 1AF005D, 1MSO18A. and IMSO18D 

1AF005D 1AF077 Instrument Cable For 1AF005A, 1AFO05B, 
1AF005C, and 1AF005D 

1AF087 Instrument Cable For 1AF005D 

1AF181 Instrument Cable For IAF005D 

11PO16 Control Cable For 1AF005A, 1AF005B, 
1AF005C, 1AF005D, and IIPOIJ 

1LV052 Control Cable For 1AF005A, 1AF005B, 
IAF005C, 1 AFOO5D, 1MS018A, and 1MS01 8D 

1AF006A 1AF057 Control Cable For 1AFO06A and IAF017A 

1AF058 Control Cable For 1AF006A 

1AF295 Control Cable For IAFOOA and 1AF017A 

1AF324 Control Cable For 1AF006A and 1AF01PA 

1AF017A 1AF057 Control Cable For 1AF006A and 1AF017A

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Descdption 

Fire Zone Number 3.3B-1

1AF097 

1AF295 

IAF01PA 1AF013 
1AF064 

1AF293 

1AF324 

1EF026 

1FW977 

1AF01PA-A 1AF013 

1AF064 

1EF011 

1FW977 

1AP05EA 1AP180 

1APO5EC 1EF029 
1SI004 

1SI005 

IAPOSEE 1AP311 

1AP661 

1AP05EF 1DGOO5 
IDG152 

1DG228 

1AP05EG 1AP056 

1AP634 

1AP05EJ 1CS002 

1CS004 

1EF086 

1AP05EK 1WO024 

IAP05EP IAP072 

1AP073 

1AP319 

1AP320

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Control Cable For 1AF017A 
Control Cable For 1AF006A and IAFOI7A 

Control Cable For 1AFO1PA-A and 1AF01lPA 

Control Cable For 1AF01lPA-A and 1AFO01PA 

Control Cable For 1AFO01PA 

Control Cable For 1AF006A and 1AFO1PA 

Control Cable For 1AFO1PA 

Control Cable For 1AFO01PA-A and 1AFOIPA 

Control Cable For 1AF01PA-A and 1AF01PA 

Control Cable For IAF01PA-A and 1AF01PA 

Control Cable For 1AFO1PA-A 

Control Cable For 1AF01PA-A and 1AF01PA 

Control Cable For IAP05EA 

Control Cable For 1AP05EC and IRHO1PA 

Control Cable For 1AP05EC 

Control Cable For IAP05EC 

Control Cable For 1AP05EE 

Control Cable For IAP05EE 
Control Cable For IAPO5EF 
Control Cable For 1AP05EF 

Control Cable For 1AP05EF 

Control Cable For 1AP05EG 

Control Cable For IAP05EG 

Control Cable For 1AP05EJ 

Control Cable For IAP05EJ 

Control Cable For IAP05EJ 
Control Cable For 1AP05EK 

Power Cable For IAP05EP and 2APO5EJ 

Power Cable For 1APO5EP and 2AP05EJ 

Power Cable For 1AP05EP and 2AP05EJ 

Power Cable For 1AP05EP and 2AP05EJ
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.3B-1 

1AP321 Power Cable For 1APOSEP and 2AP05EJ 

1AP322 Power Cable For IAP05EP and 2AP05EJ 

2AP586 Control Cable For 1AP05EP and 2APO5EJ 

1AP05ER 1AP049 Control Cable For 1AP05ER 

IDG211 Control Cable For 1AP05ER 

ICCO0PA 1CCO06 Control Cable For OCCO1E-A and 1CCOIPA 

I1EF028 Control Cable For ICCO1 PA 

1CC9413A 1CC053 Control Cable For 1CC9413A 

1CC132 Control Cable For lCC9413A, 1CC9416, and 
1CC9438 

ICC9415 1CC067 Control Cable ForlICC9415 

1CC9416 1CCO61 Control Cable For 1CC9416 

1CC132 Control Cable For 1CC9413A, 1CC9416, and 
1 CC9438 

1CC9438 1CC037 Control Cable For 1CC9438 

1CC132 Control Cable For 1CC9413A, 1CC9416, and 
1CC9438 

1CC9473A 1CC127 Control Cable For 1CC9473A 

ICV01PA 1EF031 Control Cable For 1CVO1 PA and ISX01 PA 

1CV112B 1CV060 Control Cable For 1CV112B and 1CV8110 

1CV068 Control Cable For 1CV1 12B 

ICV112D ICV079 Control Cable For 1CV112D 

1CV081 Control Cable For 1CV112D 

1CV8110 ICV060 Control Cable For 1CV112B and ICV8110 

ICV8114 ICV641 Control Cable For 1CV8114 

ICV642 Control Cable For 1CV8114 

1CV643 Control Cable For ICV8114 

IDGO0KA 1DG154 Control Cable For IDGO1KA 

1DG174 Control Cable For 1DG01KA 

IFI-0121A 1CV421 Instrument Cable For 1IFI-0121A and 1 FI-0121 B 

1CV422 Instrument Cable For IFI-0121A 

1FI-0121B 1CV421 Instrument Cable For 1 FI-0121 A and 1 FI-0121B

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number 3.3B-1 

1FI-SX031 1LV057 
1 SX376 
1SX377 

IlPo1J 1EF037 
1iPoos 
11P006 
11P008 
11P009 
"1Polo 
11P014 
11PO16 

11P062 
1NR197 

1NR198 

IlP03J 11P033 
11P034 
11P036 
11P039 
11PO66 
INR201 
1NR202 

1 U-0459A 1 RY322 

1 RY432 

IU-0459B 1RC371 
1 RY432 

1I-0461 1RY208 
1 RY324

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

Control Cable For OFI-SX044 and 1 FI-SX031 

Instrument Cable For 1FI-SX031 

Instrument Cable For 1 FI-SX031 

Control Cable For 1IPO1J 
Power Cable For IPO1J 

Power Cable For 1IP01J 
Control Cable For IIPOIJ 

Control Cable For 1 P01J and 1UL-AN01l2-B7 

Control Cable For 1IP01J 

Control Cable For IlPOIJ 

Control Cable For 1AF005A, 1AF005B, 
1AF005C, 1AFOO5D, and IIPO1J 
Control Cable For 1IP01J 

Control Cable For 1NI-NRO05B. I NI-NR005D, 
IIP01J, and 1NI-0031B 

Control Cable For 1IPO1J and 1NI-0031B 

Power Cable For 1 IP03J 

Power Cable For IlPO3J 

Control Cable For IIP03J and 1 UL-AN012-B7 

Control Cable For 1IP03J 
Control Cable For IlP03J 

Control Cable For IIP03J 

Control Cable For IIP03J 

Instrument Cable For 1U-0459A, 1 U-0501A, 1 U
0930, 1PI-0405, 1PI-0514A, 1PI-0524A, 1PI
0534A, 1PI-0544A, ITI-0413A, 1TI-0423A, 1TI
0433A, and 1TI-0443A 

Instrument Cable For 1IU-0459A and 1LU-0459B 

Instrument Cable For 1U-0459B 

Instrument Cable For 11U-0459A and 1 LI-0459B 

Instrument Cable For 11-0461 

Instrument Cable For 1LI-0461, 1LI-0504A, I1LI
0932, 1PI-0526A, 1 PI-0536A, and 1TI-0604
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TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 3.3B-1

lu-0501 

ILI-MSIA 

I1-0504 

1U-0504A 

IU-0930 

1U-0932 

1MSOO1A-DIV11 

1MSOO1B-DIV11 

1MSOO1C-DIV11 

IMSOO1D-DIV11

1FW025 
1FW919 
1FW919 
1RY322 

IFW023 
1FW028 
1FW023 
1 RY324 

1 RY322 

1S1467 

1 RY324 

1S1469 

1MS272 
1MS302 

1 MS285 
1MS315 

1MS298 
1MS315 

1MS302 

IMS311

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Instrument Cable For LI-0501 

instrument Cable For 1LI-0501 and 1 LI-0501 A 

instrument Cable For 1U-0501 and 1IU-0501A 

Instrument Cable For 1LI-0459A, 1U-0501A, lU
0930, 1PI-0405, 1 PI-0514A, 1PI-0524A, 1Pl
0534A, I1PI-0544A, 1TI-0413A, 1TI-0423A, 1TI
0433A, and 1TI-0443A 

Instrument Cable For 1lU-0504 and I1U-0504A 

Instrument Cable For I11-0504 

Instrument Cable For 1LI-0504 and 1 LI-0504A 

Instrument Cable For 1IU-0461, 1LI-0504A, 1Ll
0932, 1 PI-0526A, 1PI-0536A, and 1TI-0604 

Instrument Cable For 1LI-0459A, 1LI-05I1A, 1Ll
0930, 1PI-0405, 1PI-0514A, 1PI-0524A. 1PI
0534A, IPI-0544A, 1TI-0413A, 1TI-0423A, IT"
0433A, and 1TI-0443A 

Instrument Cable For 1L1-0930, 1UL-AN012-A7, 
1UL-AN012-B7, and IUL-AN012-C7 

Instrument Cable For 1UI-0461, 1IU-0504A, 11.
0932. lPI-0526A, 1PI-0536A, and 1TI-0604 

Instrument Cable For 1LI-0932, 1 UL-AN012-A7, 
1 UL-AN012-B7, and 1 UL-AN012-C7 
Control Cable For 1MS001A-DIV11 

Control Cable For IMSOO1A-DIVI11 and 
1MSOO1D-DIVII 
Control Cable For 1MS001B-DIV11 

Control Cable For 1 MSOO1 B-DIV1I1 and 
1MSOO1C-DIV11 
Control Cable For 1MSOO1C-DIV11 

Control Cable For IMS001B-DV1 e1and 
1MS001C-DIV11 
Control Cable For 1MSOO1A-DIV1I and 
IMS001D-DIV11 
Control Cable For 1MSOO1D-DIV11
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number 3.3B-1 

1MS018A 1LV052

1MS018D 

1MS101A 

1MS10oB 

IMS1o1C

1MS574 

1 MS581 

1MS585 

1 MS588 

1MS589 

1MS590 

1 MS591 

1MS592 

1MS593 

1MS639 

1 MS640 

1LV052 

1 MS575 

1MS581 

1MS597 

1MS600 

1MS601 

1MS602 

1 MS603 

1MS604 

1 MS605 

1MS648 

1 MS649 

IMS318 

1MS318 

1MS318

Division 12122 
Affected Equipment Equipment 

Equipment In Zone Description

Control Cable For 1AF005A, 1AF005B, 
1AF005C, IAF005D, 1 MS018A, and 1 MSO18D 

Instrument Cable For 1MSO18A 

Control Cable For 1MSO18A and 1MS018D 

Control Cable For 1 MS01B8A 
Instrument Cable For 1MSO18A 

Instrument Cable For IMSO18A 

Instrument Cable For IMS018A 
Instrument Cable For 1 MS018A 

Instrument Cable For 1MS018A 

Instrument Cable For 1MSO18A 

Instrument Cable For 1MSOI8A 

Instrument Cable For 1 MSO1 8A 

Control Cable For 1AF005A, 1AF005B, 
IAF005C, IAF005D. 1MSOI8A, and IMS018D 

Instrument Cable For 1MSO18D 

Control Cable For IMS018A and 1MSO18D 

Control Cable For 1MSO18D 

Instrument Cable For IMS018D 
Instrument Cable For 1MSO1 8D 

Instrument Cable For 1MS018D 

Instrument Cable For 1 MSO18D 

Instrument Cable For I1MS018D 

Instrument Cable For I1MS018D 

Instrument Cable For 1 MSO1 8D 

Instrument Cable For IMS018D 

Control Cable For 1MS1OIA, IMS101B, 
1MS101C, and 1MS101D 
Control Cable For 1MS101A, 1MS101B.  
1MS101C, and 1MSIO1D 
Control Cable For 1MS101A, 1MS101B, 
1MS101C, and 1MS101D

(Sheet 282)

BYRON-FPR



AMENDMENT-2uý DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.3B-1

1MS101D 

1NI-O031B

1MS318 

1NR146 
INR147 
1NR197

1NR198 
1NR234 

1NI-NROO5B 1NR197 

1NR246 

1NI-NRO05D 1NR197

IPI-0405 

1PI-0455A 

1PI-0455B 

1PI-0456 
1PI-0457 

1PI-0458

ICV663 
1 RY322 

1RC489 

1 RC491 

1RY303 
1 RY433 
1 RC370 
1 RY433 
1MS044 
1MS047 
1RC503 
IRY206 
1RY304 
1RY305 
1MS059 
1RC513

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Control Cable For 1MSI0IA, 1MS101 B, 
1MS101C, and IMS101D 
Control Cable For 1NI-0031B 

Control Cable For INI-0031B 

Control Cable For 1NI-NRO05B, 1NI-NRO05D, 
1IPO1J, and 1NI-0031B 
Control Cable For 1IP01J and 1NI-0031B 

Instrument Cable For 1N I-0031B 

Control Cable For 1NI-NRO05B, 1NI-NRO05D, 
1IP01J., and 1NI-0031B 
Instrument Cable For 1NI-NROO5B 

Control Cable For 1NI-NRO05B, 1NI-NR005D, 
1IP01J, and 1NI-0031B 

Instrument Cable For 1 PI-0405 

Instrument Cable For 1U-0459A, ILI-01 A, iLl
0930, 1 P1-0405, 1PI-0514A, 1PI-0524A, 1 P1
0534A, 1PI-0544A. 1TI-0413A, 1TI-0423A, 1TI
0433A, and ITI-0443A 
Instrument Cable For 1PI-0455A, 1TI-RCO05A, 
and 1TI-RC006A 
Instrument Cable For 1PI-0455A, 1TI-RC005A.  
1TI-RC006A, 1TI-RC007A, and 1TI-RCOOBA 
Instrument Cable For 1IPI-0455A 

Instrument Cable For 1PI-0455A and 1PI-0455B 

Instrument Cable For 1PI-0455B 

Instrument Cable For 1 PI-0455A and 1PI-0455B 

Instrument Cable For 1PI-0456 

Instrument Cable For 1P1-0457 

Instrument Cable For 1 PI-0457 

Instrument Cable For 1 PI-0457 

Instrument Cable For 1PI-0457 

Instrument Cable For 1 PI-0457 

Instrument Cable For 1PI-0458 

Instrument Cable For 1PI-0458
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.31-1 

1 PI-0514A 1MS666 Instrument Cable For 1¶PI-0514A and 1 PI-0514B 

I RY322 Instrument Cable For 1 LI-0459A, 1U-0501 A, ILl
0930, 1PI-0405, 1PI-0514A, 1PI-0524A, 1PI
0534A, 1PI-0544A, ITI-0413A, ITI-0423A, 1TI

0433A, and 1TI-0443A 

1PI-0514B 1MS099 Instrument Cable For 1PI-0514B 

1MS666 Instrument Cable For 1PI-0514A and 1PI-0514B 

1PI-0524A 1MS102 Instrument Cable For 1PI-0524A and 1PI-0524B 

1 RY322 Instrument Cable For 1U-0459A, 1 LI-0501 A, 1 LI

0930. 1PI-0405, 1PI-0514A. 1PI-0524A, 1PI
0534A, 1PI-0544A. 1TI-0413A, 1TI-0423A, 1TI

0433A, and 1TI-0443A 

1PI-0524B 1MS102 Instrument Cable For 1PI-0524A and 1PI-0524B 

1MS103 Instrument Cable For 1PI-0524B 

1PI-0526A 1MS125 Instrument Cable For I1PI-0526A 

1RY324 Instrument Cable For 1 LI-0461, 1U-0504A, 1 U
0932, IPI-0526A, IPI-0536A, and 1TI-0604 

1PI-0534A 1 MS106 Instrument Cable For 1 PI-0534A and 1 PI-0534B 

1RY322 Instrument Cable For 1LI-O459A, 1LU-0501A, lU
0930. 1PI-0405, IPI-0514A, 1PI-0524A, 1PI
0534A, 11PI-0544A, 1TI-0413A, ITI-0423A, 1TI
0433A, and ITI-0443A 

IPI-0534B IMS106 Instrument Cable For IPI-0534A and 1PI-0534B 

1MS107 Instrument Cable For I1PI-0534B 

1PI-0536A lMS126 Instrument Cable For 1 PI-0536A 

1 RY324 Instrument Cable For 1U-041, 1*LI-0504A, 1LI
0932, 1PI-0526A, 1PI-0536A, and ITI-0604 

1PI-0544A IMS110 Instrument Cable For 1PI-0544A and 1PI-0544B 

1RY322 Instrument Cable For 1U-0459A, 1LI-0501A, ILl
0930, 1 P1-0405, 1 PI-0514A, 1 PI-0524A, 1 Pt
0534A, 1PI-0544A, 1TI-0413A, 1Tt-0423A, 1TI

0433A, and I1T-0443A 

1PI-5044B 1MS110 Instrument Cable For 1PI-0544A and 1PI-0544B 

1MS111 Instrument Cable For 1PI-0544B 

1RHO1PA IEF029 Control Cable For IAP05EC and 1 RHO1lPA

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.3B-1 

1RHO03 Control Cable For IRHO1PA 

1RHO91 Control Cable For 1 RHO1PA 

1RH8701A 1RHO30 Control Cable For 1RH8701A 

1RH031 Control Cable For 1RH8701A 

1 RHO89 Control Cable For I1RH8701A and 1 RH8702A 

IRH8702A 1RH054 Control Cable For 1RH8702A 

1RH055 Control Cable For 1¶RH8702A 

1RHO89 Control Cable For 1RH8701A and 1RH8702A 

1RY455A 1DC100 Control Cable For 1RY455A 

I1RY418 Control Cable For 1RY455A 

1RY8000A 1RY394 Control Cable For 1RY8000A 

1SI8801A 1S1017 Control Cable For 1 S18801A 

1SI8811A 1SI513 Control Cable For 1SI8811A 

1SI521 Control Cable For 1S18811A 

1SXO1PA IEF031 Control Cable For 1CVO1PA and 1SXOIPA 

1SXO1PA-C 1SX313 Control Cable For 1SX01 PA-C 

1SX147A 1SX177 Control Cable For 1SX147A 

1TI-0413A 1RC350 Instrument Cable For 1TI-0413A and 1TI-RC005A 

1RY322 Instrument Cable For 1LI-0459A, 1 U-0501 A, 1LI
0930, 1PI-0405, 1PI-0514A, IPI-0524A, IPI
0534A, 1PI-0544A, ITI-0413A, 1TI-0423A, ITI
0433A, and 1TI-0443A 

1TI-0423A 1RC355 Instrument Cable For 1TI-0423A and ITI-RC006A 

1RY322 Instrument Cable For 1U-0459A, 1U-0501A, 1U
0930, 1 PI-0405, 1 PI-0514A, 1 PI-0524A, 1Pl
0534A. 1PI-0544A, 1TI-0413A, 1TI-0423A, ITI
0433A. and 1TI-0443A 

1TI-0433A 1RC360 Instrument Cable For 1TI-0433A and 1TI-RC007A 

1 RY322 Instrument Cable For 1U-0459A, 1LI-0501A, 1 U
0930. 1PI-0405, IPI-0514A, IPI-0524A, 1PI
0534A, 1PI-0544A. ITI-0413A, 1TI-0423A, 1TI
0433A, and 1TI-0443A 

1TI-0443A 1RC365 Instrument Cable For 1TI-0443A and 1TI-RC008A

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description
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TABLE 2.4-4 (Cont'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.3B-1 

1RY322 Instrument Cable For 1LI-0459A, 1 LI-0501A, 1 LI
0930, 1PI-0405, 1PI-0514A, 1PI-0524A, 1PI

0534A, 1PI-0544A, 1TI-0413A, 1TI-0423A, ITI
0433A, and 1TI-O443A 

1TI-0604 IRHI166 Instrument Cable For 1TI-0604 

1RH167 Instrument Cable For 1TI-0604 

1 RY324 Instrument Cable For IU-0461, 1LI-0504A, 1LI

0932, 1 PI-0526A, I1PI-0536A, and 1TI-0604 

ITI-IT01l 11T275 Instrument Cable For iTI-IT001 

11T276 Instrument Cable For 1TI-IT001 

11T277 Instrument Cable For 1TI-ITO01 

11T278 Instrument Cable For 1TI-ITOO1 

11T279 Instrument Cable For 1TI-IT001 

11T280 Instrument Cable For 1TI-ITO01 

11T281 Instrument Cable For ITI-IT001 

11T282 Instrument Cable For 1TI-ITOOI 

11T283 Instrument Cable For 1TI-IT01l 

11T284 Instrument Cable For 1TI-ITO01 

11T285 Instrument Cable For ITI-IT001 

1 1T286 Instrument Cable For 1TI-ITOO1 

11T287 Instrument Cable For iTI-IT001 

11T288 Instrument Cable For ITI-IT001 

11T289 Instrument Cable For 1TI-IT001 

11T290 Instrument Cable For ITI-IT001 

11T291 Instrument Cable For ITI-IT01W 

11T292 Instrument Cable For 1TI-IT001 

11"T293 Instrument Cable For iTI-IT001 

11T294 Instrument Cable For 1TI-IT001 

11T295 Instrument Cable For ITI-IT01l 

11T296 Instrument Cable For 1TI-IT001 

11T297 Instrument Cable For ITI-IT001 

11T298 Instrument Cable For ITI-IT001

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

(Sheet 286)



AMENDMENT 2u-` DECEMBER 2002

TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 3.3B-1 

11T299 Instrument Cable For 1TI-ITOO0 

11T300 Instrument Cable For ITI-IT017 

11T301 Instrument Cable For 1TI-IT001 

111T302 Instrument Cable For 1TI-IT001 

111T303 Instrument Cable For ITI-IT001 

11T304 Instrument Cable For 1TI-IT001 

11T305 Instrument Cable For 1TI-ITOO1

1 IT306 
1IT307 
I1T345 
11T346 
11T421 
11T424 
1 RC648 

1TI-RC005A 1MS034 

I RC350 
1 RC489 

1 RC491 

1TI-RC006A 1MS034 

I RC355 

1 RC489 

I RC491 

1TI-ROO07A 1MS034 

1 RC360 
I RC488

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Instrument Cable For 1TI-IT001 
Instrument Cable For ITI-ITOO1 
Instrument Cable For ITI-ITOOI 

Instrument Cable For 1TI-IT001 

Instrument Cable For 1TI-IT001 

Instrument Cable For ITI-ITO01 

Control Cable For MTI-ITOOI 

Instrument Cable For ITI-RCOO05A, 1TI-RC006A, 
1TI-RC007A, and 1TI-RC008A 

Instrument Cable For 1TI-0413A and 1TI-RC005A 

Instrument Cable For 1IPI-0455A, 1TI-RCOO5A, 
and 1TI-RC006A 
Instrument Cable For 1 PI-0455A, 1TI-RC005A, 
1TI-RC006A, ITI-RC007A. and 1TI-RC008A 

Instrument Cable For ITI-RC005A, 1TI-RCO06A, 
ITI-RC007A, and 1TI-RCO08A 

Instrument Cable For ITI-0423A and ITI-RC006A 

Instrument Cable For 1PI-0455A, ITI-RCOO5A, 
and 1TI-RCOO06A 
Instrument Cable For 1PI-0455A, ITI-RCO05A, 
1TI-RCO06A, 1TI-RC007A, and 1TI-RC008A 

Instrument Cable For 1TI-RCO05A, 1TI-RC006A, 
1TI-RC007A, and 1TI-RCO08A 

Instrument Cable For 1TI-0433A and ITI-RC007A 

Instrument Cable For 1TI-RC007A and 1TI
RC008A
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 3.3B-1

1RC491 

iTI-RC007B 1RC500 

1TI-RCOO8A 1MS034 

1RC365 
1RC488 

1RC491 

1TI-RC008B 1RC500

1UL-AN012-A7

1UL-ANO12-B7

1UL-AN012-C7

1AN084 

1AN091 

1S1467 

1SI469 

1AN084 

IAN091 

1AN166 
11P009 
1 IP036 
151467 

1S1469 

1AN084 

1AN091

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Instrument Cable For IPI-0455A, ITI-RC005A, 
1TI-RC006A, 1TI-RC007A, and 1TI-RCOO8A 

Instrument Cable For 1TI-RC007B and ITI
RC008B 
Instrument Cable For 1TI-RC005A, 1TI-RC006A, 
ITI-RC007A, and 1TI-RC008A 

Instrument Cable For 1TI-0443A and 1TI-RC008A 

Instrument Cable For 1TI-RC007A and 11"
RC008A 
Instrument Cable For 1 PI-0455A, 1TI-RC005A, 
ITI-RC006A, 1TI-RCO07A, and 1TI-RCOO8A 

Instrument Cable For 1TI-RC007B and ITI
RC008B 
Control Cable For 1UL-AN012-A7, IUL-AN012
B7, and 1UL-AN012-C7 
Control Cable For 1UL-AN012-A7. IUL-AN012
B7, and IUL-AN012-C7 
Instrument Cable For 1LI-0930, 1UL-AN012-A7, 
1UL-AN012-B7, and 1UL-AN012-C7 

Instrument Cable For 1LU-0932,1 UL-AN012-A7, 
1 UL-AN01l2-B7, and 1UL-AN012-C7 

Control Cable For 1UL-AN012-A7, IUL-AN012
B7. and 1UL-AN012-C7 
Control Cable For 1UL-AN012-A7, 1UL-AN012
B7, and ItUL-AN012-C7 
Control Cable For 1UL-AN012-B7 

Control Cable For 1 IPO1J and 1UL-AN01l2-57 

Control Cable For 1IP03J and 1UL-AN012-B7 

Instrument Cable For 1LU-0930, 1UL-AN012-A7, 
1UL-AN012-B7, and 1UL-AN012-C7 

Instrument Cable For 1LI-0932,1 UL-AN012-A7, 
1 UL-AN012-B7, and 1UL-AN012-C7 

Control Cable For 1UL-AN012-A7. 1UL-AN012
B7, and 1UL-AN012-C7 
Control Cable For 1UL-AN012-A7, 1 UL-AN012
B7, and 1UL-AN012-C7
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TABLE 2.4-4 (Cont 'd)

Division 11121 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 3.33-1 

1S1467 Instrument Cable For 1LU-0930, 1UL-AN01 2-A7, 
1UL-AN012-137, and 1UL-AN012-C7 

1SI469 Instrument Cable For 11--0932, 1UL-ANO12-A7, 
IUL-ANO12-B7. and 1UL-ANO12-C7 

IVPOICA 1VP021 Control Cable For IVP01CA 

1VPOICC 1VP065 Control Cable For IVP01CC 

IVX04Y 1VE039 Control Cable For 1VXO4Y and 1VX05Y 

IVXO5C 1VX044 Control Cable For IVX05C 

1VX05Y 1VE039 Control Cable For 1VX04Y and 1VX05Y 

Unit 2 Components

2AP178 
2AP401 

1AP072 

1AP073 

1AP319 

1AP320 

1AP321 

1AP322 

2AP586 

2DC242 

2DC244 

2DC242 

2DC244 

2VX044

Power Cable For 2AP05EE 
Control Cable For 2AP05EE 

Power Cable For 1AP05EP and 2AP05EJ 

Power Cable For IAP05EP and 2AP05EJ 

Power Cable For 1AP05EP and 2AP05EJ 

Power Cable For 1AP05EP and 2AP05EJ 

Power Cable For 1AP05EP and 2AP05EJ 

Power Cable For 1AP05EP and 2AP05EJ 

Control Cable For 1APO5EP and 2AP05EJ 

Control Cable For 2AP99E and 2AP93E 

Control Cable For 2AP99E and 2AP93E 

Control Cable For 2AP99E and 2AP93E 

Control Cable For 2AP99E and 2AP93E 

Control Cable For 2VXO5C

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description 

NONE

(Sheet 289)
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TABLE 2.4-4 (Cent 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.3B-2

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

Unit 0 (Common) Components 

OVC174Y 
OVC176Y 
OVC177Y 
OVCi78Y 
OVC179Y 
OVC1BOY 
OVC181Y 
0VC242Y 
OVC268Y

OAB03P(2) 
oCC01E-B 

OSX02PA 
OVAO1CC 
OVA020C 
OVC043Y 

OVC18Y 

OVC19Y 

OVC20Y 

OVC281Y

2AB005 
2CC006 
2EF027 
1SX172 
2VA738 
2VA738 
2VC700 

2VC700 

2VC700 

2VC700 

2VC700

MCR HVAC Main Return Duct Fire Damper 

Unit 2 AEER Supply Duct Fire Damper 

Unit 2 AEER Supply Duct Fire Damper 

Unit 2 AEER Exhaust Duct Fire Damper 

Unit 2 AEER Exhaust Duct Fire Damper 

Unit 2 AEER Exhaust Duct Fire Damper 

Unit 2 AEER Exhaust Duct Fire Damper 

MCR HVAC Main Return Duct Fire Damper 

Unit 2 AEER and Misc Area Supply Duct Fire 
Damper 

Control Cable For OAB03P(2) and 2AB03P 

Control Cable For OCCO1lE-B and 2CCO1 PA 

Control Cable For OCCOl1E-B 

Control Cable For OSX02PA 

Control Cable For OVA01CC and OVA02CC 

Control Cable For OVA01CC and OVA02CC 

Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC18Y 

Control Cable For OVC19Y. OVC20Y, OVC281Y, 
OVC043Y, and OVCIBY 

Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC1BY 

Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC18Y 

Control Cable For OVC19Y. OVC20Y. OVC281Y, 
OVC043Y, and OVC18Y

oVCo1Y

OVC175Y 
OVC1 82Y 

1VC242 

IVC250 

1VC251 

1VC253 

IVC254 

1VC262 

1VC263 

1VC264 

1VC265 

1VC279 

1VC285 

1VC288 

1VC291 

1VC297

Unit 2 AEER Supply Flow Control Damper Unit 2 AEER Return Flow Control Damper 

Control Cable For OVCO1Y. OVC02Y, OVC03Y, 

and OVC04Y 
Control Cable For 0VC282Y, OVC01Y, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y. and 

OVC172Y 
Control Cable For 0VC282Y, OVCOIY.  
OVC02CB, OVC03Y, oVCO44Y, OVC16Y, and 

OVC172Y 
Control Cable For 0VC282Y. OVC01Y, 
OVC02CB, OVC03Y, OVCO44Y, OVC16Y, and 

OVC172Y 
Control Cable For 0VC282Y. OVC01Y, 
OVC02CB, OVC03Y, OVC044Y. OVC16Y. and 

OVC172Y 
Control Cable For 0VC282Y. OVC01 Y, OVC03Y, 

OVC044Y, OVC16Y, and OVC172Y 
Control Cable For OVC282Y, OVCO1 Y, OVC03Y, 

OVCO44Y. OVC16Y, and OVC172Y 
Control Cable For OVC01Y, OVC02Y, OVC03Y, 

and OVC04Y 
Control Cable For OVC282Y, OVCO1Y, OVC03Y, 

0VC044Y, OVC16Y, and OVC172Y 
Control Cable For OVCO1Y. OVC02Y, OVC03Y, 

and OVC04Y 
Control Cable For OVCO1Y, OVC02Y, OVC03Y, 

OVC04Y, and OVC175Y 
Control Cable For OVC01Y, OVC02Y, OVC03Y, 

OVC04Y. and OVC182Y 
Control Cable For OVCO1Y, OVC02Y, OVC03Y, 

OVCO4Y, and OVC182Y 
Control Cable For OVC01Y, OVC02Y, OVC03Y, 

OVC04Y, and OVC217Y
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 3.3B-2

(Sheet 291)

Division 12/22 

Affected Equipment Equipment 

Equipment In Zone Description 

1VC431 Control Cable For 0VC282Y, OVCO1Y, OVC03Y.  
OVC044Y, OVC16Y, and OVC172Y 

OVC02CB 1VC250 Control Cable For 0VC282Y. OVCO1Y.  
OVC02CB, OVC03Y, OVC044Y. OVC16Y, and 
OVC172Y 

1VC251 Control Cable For OVC282Y, OVCO1Y.  
oVC02CB, OVC03Y, OVC044Y. OVC16Y, and 
OVC172Y 

1VC253 Control Cable For 0VC282Y, OVC01Y, 
OVC02CB, OVC03Y, OVC044Y, OVC1t6Y, and 
OVC172Y 

1VC254 Control Cable For 0VC282Y, OVCO1Y.  
OVCO2CB, OVC03Y, OVCO44Y, OVC16Y. and 
OVC172Y 

OVC02Y 1VC242 Control Cable For OVCO1Y, OVC02Y, OVC03Y, 
and OVCO4Y 

1VC264 Control Cable For OVCO1Y. OVC02Y, OVC03Y, 
and OVC04Y 

1VC277 Control Cable For OVC02Y and OVC04Y 

1VC278 Control Cable For OVC02Y and OVCO4Y 

1VC279 Control Cable For OVC01Y, OVC02Y, OVC03Y, 

and OVC04Y 

1VC285 Control Cable For OVCO1Y, OVC02Y, OVC03Y, 
OVC04Y, and OVC175Y 

1VC288 Control Cable For 0VCO1Y, OVC02Y, OVC03Y, 
OVC04Y, and OVC182Y 

1VC291 Control Cable For OVCO1Y, OVC02Y, OVC03Y, 
OVC04Y, and OVC182Y 

1VC297 Control Cable For OVC01Y, OVC02Y, OVC03Y, 
OVC04Y, and OVC217Y 

OVC03Y 1VC242 Control Cable For OVCO1Y, OVC02Y, OVC03Y, 
and OVC04Y 

1VC250 Control Cable For 0VC282Y. OVC01Y, 
OVC02CB, OVC03Y, 0VC044Y, OVC16Y, and 
OVC172Y



"BYRON--F_ AMENDMENTi2u,-_ 
BYRON-FPR DECEMBER 2002 

TABLE 2.4-4 (Contd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 3.31-2

(Sheet 292)

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description 

1VC251 Control Cable For 0VC282Y, OVCO1Y, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 

OVC172Y 

1VC253 Control Cable For 0VC282Y, OVCO1Y, 
OVC02CB, OVC03Y, 0VCO44Y, OVC16Y, and 

OVC172Y 

1VC254 Control Cable For 0VC282Y, OVC01Y.  

OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 

OVC172Y 

1VC262 Control Cable For 0VC282Y. OVC01Y. OVC03Y, 
OVC044Y, OVC16Y, and OVC172Y 

1VC263 Control Cable For 0VC282Y. OVC01Y, OVC03Y, 
OVC044Y, OVC16Y, and OVC172Y 

1VC264 Control Cable For OVCO1Y. OVC02Y, OVC03Y, 
and OVC04Y 

1VC265 Control Cable For 0VC282Y, OVC01Y, OVC03Y, 
OVC044Y, OVC16Y, and OVC172Y 

1VC279 Control Cable For OVCO1tY. OVCO2Y, OVCO3Y, 
and OVCO4Y 

1VC285 Control Cable For OVC01Y, OVC02Y, OVC03Y, 

OVCO4Y, and OVC175Y 

1VC288 Control Cable For OVC01Y, OVC02Y, OVC03Y, 
OVC04Y, and OVC182Y 

1VC291 Control Cable For OVCO1Y, OVC02Y, OVC03Y, 
OVC04Y, and OVC182Y 

1VC297 Control Cable For OVC01Y, OVC02Y, OVC03Y.  
OVC04Y, and OVC217Y 

1VC431 Control Cable For OVC282Y, OVCO1Y, OVCO3Y, 
OVCO44Y, OVC16Y, and OVC172Y 

OVCO44Y 1VC244 Control Cable For OVCO44Y 

1VC250 Control Cable For OVC282Y, OVCO1Y.  

OVCO2CB, OVCO3Y, OVCO44Y, OVC16Y, and 
OVC172Y 

1VC251 Control Cable For OVC282Y, OVCO1Y.  
OVC02CB, OVC03Y, 0VC044Y, OVC16Y, and 

OVC172Y
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 3.3B-2

(Sheet 293)

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description 

1VC253 Control Cable For 0VC282Y, OVCO1Y.  
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 
OVC172Y 

1VC254 Control Cable For OVC282Y, OVCO1 Y.  

OVC02CB, OVC03Y, OVC044Y. OVC16Y, and 
OVC172Y 

1VC262 Control Cable For OVC282Y, OVCO1Y, OVC03Y, 
OVCO44Y, OVC16Y, and OVC172Y 

1VC263 Control Cable For 0VC282Y. OVC01 Y, OVC03Y, 
OVC044Y, OVC16Y, and OVC172Y 

1VC265 Control Cable For OVC282Y, OVC01Y, OVCO3Y, 
OVC044Y, OVC16Y, and OVC172Y 

1VC431 Control Cable For 0VC282Y, OVCO1Y, OVC03Y, 
OVC044Y, OVC16Y. and OVC172Y 

OVC04Y 1VC242 Control Cable For OVCO1Y, OVC02Y, OVC03Y, 
and OVC04Y 

1VC264 Control Cable For OVCO1Y, OVCO2Y. OVC03Y, 
and OVC04Y 

1VC277 Control Cable For OVC02Y and OVC04Y 

1VC278 Control Cable For OVC02Y and OVC04Y 

1VC279 Control Cable For OVC01Y, OVC02Y, OVC03Y.  
and OVC04Y 

1VC285 Control Cable For OVCO1Y, OVC02Y, OVC03Y, 
OVCO4Y, and OVC175Y 

1VC288 Control Cable For OVC01Y, OVC02Y, OVC03Y, 
OVC04Y. and OVC182Y 

1VC291 Control Cable For OVC01Y, OVC02Y, OVC03Y, 
OVC04Y, and OVC182Y 

1VC297 Control Cable For OVCO1Y. OVC02Y, OVC03Y, 
OVC04Y, and OVC217Y 

OVC16Y 1VC243 Control Cable For OVC16Y, OVC172Y, and 
0VC282Y 

1VC250 Control Cable For 0VC282Y, OVCO1Y, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 
OVC172Y
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fre Zone Number 3.3B-2

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

OVCi72Y

1VC251 

1VC252 

1VC253 

1VC254 

1VC255 

1VC262 

1VC263 

1VC265 

1VC431 

1VC243 

1VC250 

1VC251 

1VC252 

1VC253 

1VC254

Control Cable For 0VC282Y, OVC01Y, OVC02CB, OVC03Y, OVCO44Y, OVC16Y, and 

OVC172Y 
Control Cable For OVC1 6Y, OVC172Y, and 

OVC282Y 
Control Cable For OVC282Y, 0VC01Y.  
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 

OVC172Y 
Control Cable For OVC282Y, OVCOIY.  
OVC02CB. OVC03Y, OVC044Y, OVC16Y, and 

OVC172Y 
Control Cable For OVCI6Y, OVC172Y, and 

OVC282Y 
Control Cable For 0VC282Y, OVC01VY, OVC03Y, 

OVC044Y, OVC16Y, and OVC172Y 
Control Cable For 0VC282Y. OVC01 Y, OVC03Y.  

OVC044Y, OVCI6Y, and OVC172Y 
Control Cable For 0VC282Y, OVC01Y, OVCO3Y, 
OVC044Y, OVC16Y, and OVC172Y 
Control Cable For OVC282Y, OVC01VY, OVC03Y, 

OVC044Y, OVC16Y, and OVC172Y 
Control Cable For OVC16Y, OVC172Y, and 

0VC282Y 
Control Cable For 0VC282Y. OVC01VY, 
OVC02CB, OVC03Y, OVC044Y, OVC1 6Y. and 

0VC172Y 
Control Cable For 0VC282Y, OVC01Y, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 

OVC172Y 
Control Cable For OVC16Y, OVC172Y, and 

OVC282Y 
Control Cable For 0VC282Y, OVCO1 Y, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 

OVC172Y 
Control Cable For 0VC282Y, OVCO1Y, 
OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 

0VC172Y

(Sheet 294)
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TABLE 2.4-4 (Cont' d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number3 $.3B-2

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

OVC175Y 

OVC182Y 

OVC217Y 

0VC282Y

1VC255 

1VC262 

1VC263 

1VC265 

1VC431 

1VC285 

1VC288 

1VC291 

1VC297 

1VC243 

1VC250 

1VC251 

1VC252 

1VC253 

1VC254 

1VC255

Control Cable For OVC16Y, OVC172Y, and 
0VC282Y 
Control Cable For 0VC282Y, OVCOIY. OVC03Y, 

OVC044Y, OVC16Y, and OVC172Y 

Control Cable For 0VC282Y, OVCO1Y, OVC03Y, 

OVC044Y, OVC16Y, and OVC172Y 

Control Cable For 0VC282Y, OVCOIY, OVC03Y, 

OVC044Y, OVC16Y, and OVC172Y 

Control Cable For 0VC282Y, OVC01Y, OVC03Y.  

0VC044Y, OVC16Y, and OVC172Y 

Control Cable For OVC01Y, OVC02Y, OVC03Y, 

OVC04Y, and OVC175Y 
Control Cable For OVC01Y, OVC02Y, OVC03Y, 

OVC04Y, and 0VC182Y 
Control Cable For OVCO1Y, OVC02Y, OVC03Y, 

OVC04Y, and 0VC182Y 

Control Cable For OVCOIY, OVC02Y, OVC03Y, 

OVC04Y, and 0VC217Y 
Control Cable For OVC16Y, OVC172Y, and 

0VC282Y 
Control Cable For OVC282Y, OVC01Y.  

OVC02CB, OVC03Y, OVC044Y, OVCI6Y, and 

OVC172Y 
Control Cable For OVC282Y, OVC01 Y, 

OVC02CB, OVC03Y, OVCO44Y. OVC16Y, and 

OVC172Y 
Control Cable For OVC16Y, OVC172Y, and 

OVC282Y 
Control Cable For 0VC282Y, OVC01Y.  

OVC02CB, OVC03Y, OVC044Y, OVC16Y, and 

OVC172Y 
Control Cable For OVC282Y, OVC01Y, 
OVC02CB, OVC03Y, 0VCO44Y, OVC16Y, and 

OVC172Y 
Control Cable For OVC1I6Y, OVC172Y, and 

0VC282Y
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: &3B-2

DMsion 12/22 
Affected Equipment Equipment 

Equipment In Zone Descrdption

1VC262 

1VC263 

1VC265 

1VC431

Control Cable For 0VC282Y, OVCO1Y, OVC03Y, OVC044Y, 0VC16Y, and OVC172Y 
Control Cable For 0VC282Y, OVC01Y, OVC03Y, 

OVC044Y, OVC16Y, and OVC172Y 
Control Cable For 0VC282Y, OVC01Y, OVC03Y.  
OVC044Y, OVC16Y. and OVC172Y 
Control Cable For 0VC282Y, OVCOIY, OVC03Y, 
0VC044Y, OVC16Y, and OVC172Y

Unit I Components

1AP05EP 1AP072 
1AP073 
1AP319 
1AP320 
IAP321 
1AP322 
2AP586

Unit 2 Components

2AB03P 
2AF005A

2AF005B

2AB005 
2AF077 

2AF081 
2AF170 
21P016 

2LV052 

2AF077 

2AF083 
2AF179

Power Cable For 1AP05EP and 2AP05EJ 
Power Cable For 1AP05EP and 2AP05EJ 

Power Cable For 1AP05EP and 2AP05EJ 

Power Cable For 1 AP05EP and 2AP05EJ 

Power Cable For 1AP05EP and 2APO5EJ 

Power Cable For IAP05EP and 2AP05EJ 

Control Cable For 1AP05EP and 2AP05EJ 

Control Cable For oAB03P(2) and 2AB03P 

Instrument Cable For 2AF005A, 2AF005B, 
2AFoo5C, and 2AF005D 

Instrument Cable For 2AF005A 

Instrument Cable For 2AF005A 

Control Cable For 2AF005A, 2AF005B.  
2AFoo5C, 2AF005D, and 21POIJ 

Control Cable For 2AF005A, 2AF005B, 

2AF005C, 2AF005D, 2MSO18A. and 2MSO1BID 

Instrument Cable For 2AF005A, 2AF005B, 
2AF005C, and 2AF005D 

Instrument Cable For 2AF005B 

Instrument Cable For 2AF005B

NONE

2MS018B 2RY8000B
2MS623 2RY397

Power Cable For 2MS018B Control Cable For 2RY8000B

(Sheet 296)
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

Fire Zone Number: 3.3B-2 

21P016 

2LV052

2AF005C

2AFOO5D

2AF077 

2AF085 
2AF180 
21P016 

2LV052 

2AF077 

2AF087 
2AF181 
21P016 

2LV052

2AF006A 2AF057 
2AF295 
2AF332 

2AF017A 2AF057 
2AF295 

2AF01PA 2AF013 
2AF064 
2AF293 
2AF332 
2EF026 
2FW977 

2AFOIPA-A 2AF013 
2AF064 
2EF011

Control Cable For 2AF005A, 2AF005B, 
2AF005C, 2AF005D, and 21P01J 

Control Cable For 2AF005A, 2AF005B, 
2AF005C, 2AF005D, 2MS018A, and 2MS01B8D 

Instrument Cable For 2AF005A, 2AF005B.  
2AF005C, and 2AF005D 
Instrument Cable For 2AF005C 

Instrument Cable For 2AF005C 

Control Cable For 2AF005A, 2AF005B, 
2AF005C, 2AF005D, and 21POIJ 

Control Cable For 2AF005A, 2AF005B, 
2AF005C. 2AF005D, 2MS018BA, and 2MS018D 

Instrument Cable For 2AF005A, 2AFOO5B, 
2AF005C, and 2AF005D 

Instrument Cable For 2AF005D 

Instrument Cable For 2AF005D 

Control Cable For 2AF005A, 2AF005B, 
2AF005C, 2AF005D, and 21PO1J 

Control Cable For 2AF005A, 2AF005B, 
2AF005C, 2AF005D, 2MSO1 BA, and 2MSO18D 

Control Cable For 2AF006A and 2AF017A 

Control Cable For 2AF006A and 2AF017A 

Control Cable For 2AF006A and 2AF01PA 

Control Cable For 2AF006A and 2AF017A 

Control Cable For 2AF006A and 2AF017A 

Control Cable For 2AFOIPA-A and 2AFO1 PA 

Control Cable For 2AFO1 PA-A and 2AF01PA 

Control Cable For 2AF01 PA 

Control Cable For 2AF006A and 2AF01 PA 

Control Cable For 2AFO1PA 

Control Cable For 2AF01 PA-A and 2AFO1 PA 

Control Cable For 2AFO1 PA-A and 2AFOIPA 

Control Cable For 2AF01PA-A and 2AFO1 PA 

Control Cable For 2AF01 PA-A

BYRON -F
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TABLE 2.4-4 (Cont 'd)

Divsion 12/22
Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 3.3B-2

2AP05ED 
2AP05EE 
2AP05EG 

2APO5EJ 

2APOSEP 

2AP05ER 
2AP05ES 

2AP05ET 
2AP05EV 
2AP93E 
2AP99E 
2CCO1PA 

2CC9413A 

2CC9416

2FW977 
2AP082 
2AP178 
2AP049 
2AP050 
2AP312 
1AP072 
1AP073 
1AP319 
1AP320 
1AP321 
1AP322 
2AP075 
2AP586 
2CS002 
2EF086 
2AP634 
2DG005 
2DG019 
2DG152 
2DG228 
2AP661 
2EF029 
2DC242 
2DC242 
2CC006 
2EF028 
2CCO53 
2CC132 

2CC061

Affected Equipment 
Equipment In Zone

Control Cable For 2AFOIPA-A and 2AFO1 PA 
Control Cable For 2AP05ED 

Power Cable For 2APO5EE 

Control Cable For 2AP05EG 

Control Cable For 2AP05EG 

Control Cable For 2AP05EG 

Power Cable For 1AP05EP and 2AP05EJ 

Power Cable For 1AP05EP and 2AP05EJ 

Power Cable For 1AP05EP and 2AP05EJ 

Power Cable For 1APO5EP and 2AP05EJ 

Power Cable For 1AP05EP and 2AP05EJ 

Power Cable For 1AP05EP and 2AP05EJ 

Control Cable For 2AP05EJ 

Control Cable For 1AP05EP and 2AP05EJ 

Control Cable For 2AP05EP 

Control Cable For 2AP05EP 

Control Cable For 2AP05ER 

Control Cable For 2AP05ES 

Control Cable For 2DG01 KA and 2APO5ES 

Control Cable For 2AP05ES 

Control Cable For 2AP05ES 

Control Cable For 2AP05ET 

Control Cable For 2AP05EV and 2RHO1 PA 

Control Cable For 2AP99E and 2AP93E 

Control Cable For 2AP99E and 2AP93E 

Control Cable For OCCO1E-B and 2CCO1 PA 

Control Cable For 2CCO1 PA 

Control Cable For 2CC9413A 

Control Cable For 2CC9413A, 2CC9416, and 
2CC9438 
Control Cable For 2CC9416

BYRON - FPR

DEquipment 
Description
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TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. $.3B-2

2CC9438 

2CVO1PA 

2CV1 12B 

2CV112D 

2CV81 10 

2CV8114 

2DG01KA 

2ESFComp21 

2FI-SX031 

21POIJ

2CC132 

2CC037 
2CC132 

2EF031 
2CV060 
2CV068 
2CV079 
2CV081 
2CV060 
2CV641 
2CV642 
2CV643 
2DG017 
2DG018 
2DG019 
2DG154 
2DG157 
2DG175 
2DG200 
2EF012 
2EF016 
2LV057 
2SX376 
2SX377 
2EF024 
2EF037 
21P005 
21P006

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

Control Cable For 2CC9413A, 2CC9416, and 
2CC9438 
Control Cable For 2CC9438 

Control Cable For 2CC9413A, 2CC9416, and 
2CC9438 
Control Cable For 2CV01 PA and 2SXO1 PA 

Control Cable For 2CV112B and 2CV8110 

Control Cable For 2CV1 12B 

Control Cable For 2CV1 12D 

Control Cable For 2CV1 12D 

Control Cable For 2CV1 12B and 2CV81 10 

Control Cable For 2CV8114 

Control Cable For 2CV8114 

Control Cable For 2CV8114 

Control Cable For 2DG01KA 

Control Cable For 2DGO1KA 

Control Cable For 2DG01 KA and 2APO5ES 

Control Cable For 2DGO1KA 

Control Cable For 2DGO1KA 

Control Cable For 2DG01 KA 

Control Cable For 2DG01KA 

Control Cable For 2ESFComp21 

Control Cable For 2ESFComp2i 

Control Cable For 2FI-SX031 

Instrument Cable For 2FI-SX031 

Instrument Cable For 2FI-SX031 

Control Cable For 21PO1J 

Control Cable For 21P01J 

Power Cable For 21P01J 
Power Cable For 21P01J
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TABLE 2.4-4 (Cont'd)

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

Fire Zone Number: $.3B-2 

21P007 

21P008 
21P009 
21POO 
21P014 
21P015 
21P016 

21P062 
21P063 
21P070 
2NR197

21P03J 

2U-0459A

2NR198 
21P033 
21P034 
21P066 
2NR201 
2NR202 
21P007 

2RY322 

2RY432

Control Cable For 21PO1J, 2U-0459A, 2U
0459B, 2U-0501, 2_1-0501A. 2PI-0405, 2PI
0455A, 2PI-0455B. 2PI-0514A, 2PI-0514B, 2PI
0524A. 2PI-0524B, 2PI-0534A, 2PI-0534B, 2PI
0544A, 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI
0433A, 2TI-0443A, 2TI-RC005A, 2TI-RC006A 

Control Cable For 21PO1J 

Control Cable For 21PO1J and 2UL-AN012-B7 

Control Cable For 21P01J 

Control Cable For 21POIJ 

Control Cable For 21P01J and 2UL-AN012-B7 

Control Cable For 2AF005A. 2AF005B, 
2AF005C. 2AF005D, and 21PO1J 

Control Cable For 21P01J 
Control Cable For 21PO1J 

Control Cable For 21PO1J 

Control Cable For 2NI-NR005B, 2NI-NR005D, 
21POIJ, and 2NI-0031B 
Control Cable For 21PO1J and 2NI-0031B 

Power Cable For 21P03J 

Power Cable For 21P03J 

Control Cable For 21P03J 

Control Cable For 21P03J 

Control Cable For 21P03J 

Control Cable For 21PO1J, 2U-0459A, 2L1
0459B, 2U-1-0501, 21-0501A, 2PI-0405,2PI
0455A, 2PI-0455B, 2PI-0514A, 2PI-0514B, 2PI
0524A, 2PI-0524B, 2PI-0534A, 2Pt-0534B, 2PI

0544A, 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI
0433A, 2"1-0443A, 2TI-RCOO5A, 2TI-RC006A 

Instrument Cable For 2U-0459A, 2LW-0501 A, 211
0930, 2PI-0405, 2PI-0514A, 2PI-0524A, 2P1
0534A, 2PI-0544A, 2TI-0413A, 2TI-0423A, 2TI
0433A, and 2TI-0443A 
Instrument Cable For 2LI-0459A and 2U1-0459B

Affected 
Equipment

BYRON-FPR

Equipment 
In Zone

Division 11/21

Equipment Description
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TABLE 2.4-4 (Cont d)

DMslon 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 3.3B-2 

2U-0459B 21P007

2U-0461 

2LI-0501A 

2U-0504 

2U-0504A

2RC371 

2RY432 

2RY208 

2RY324 

2FW025 

2FW919 

21P007 

2FW919 

21P007 

2RY322 

2FW023 

2FW028 

2FW023 

2RY324

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Control Cable For 21P01J, 2L1-0459A, 21L
0459S. 2L1-0501, 211-0501A, 2PI-0405, 2PI

0455A, 2PI-0455B, 2PI-0514A, 2PI-0514B, 2PI
0524A, 2PI-0524B. 2PI-0534A, 2PI-0534B, 2PI
0544A, 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI
0433A, 2TI-0443A, 2TI-RC005A, 2TI-RC006A 

Instrument Cable For 2U-0459B 

Instrument Cable For 2U-0459A and 2LI-0459B 

Instrument Cable For 2LI-0461 

Instrument Cable For 2U-0461, 2L-0504A, 211
0932, 2PI-0526A, 2PI-0536A, and 2TI-0604 

Instrument Cable For 2LI-0501 

Instrument Cable For 211-0501 and 2LI-0501A 

Control Cable For 21P01J, 2U-0459A, 2U
04591, 2U-0501. 211-050lA. 2P1-0405, 2PI
0455A. 2Pi-0455. 2PI-0514A, 2PI-0514B, 2PI
0524A. 2P1-05241, 2PI-0534A, 2PI-0534B, 2PI

0544A, 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI
0433A, 2TI-0443A, 2TI-RC005A, 2TI-RC006A 

Instrument Cable For 2LI-0501 and 2LI-0501A 

Control Cable For 21PO1J, 2LI-0459A, 211
045913, 211-0501, 21--0501A, 2P1-0405, 2PI

0455A, 2PI-0455B, 2PI-0514A, 2P1-0514B, 2PI
0524A, 2PI-0524B, 2PI-0534A, 2PI-0534B, 2P1

0544A. 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI
0433A, 2TI-0443A, 2TI-RC005A, 2TI-RC006A 

Instrument Cable For 2U-0459A. 211-050lA, 211
0930, 2PI-0405, 2PI-0514A, 2P1-0524A, 2PI

0534A, 2PI-0544A, 2TI-0413A, 2T"-0423A, 2"1
0433A, and 2TI-0443A 

Instrument Cable For 2LI-0504 and 2LI-0504A 

Instrument Cable For 2U-0504 

Instrument Cable For 2LI-0504 and 21I-0504A 

Instrument Cable For 211-0461, 2LI-0504A, 211
0932, 2P1-0526A, 2PI-0536A, and 211-0604
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 3.3B-2

2U-0930

2U-0932

2MSOOIA-DIV21 

2MS001B-DIV21 

2MS001C-DIV21 

2MSOO1D-DIV21 

2MS018A

2RY322 

2SI467 

2RY324 

2SI469 

2MS272 

2MS302 

2MS285 

2MS315 

2MS298 

2MS315 

2MS302 

2MS311 

2LV052 

2MS574 

2MS581 

2MS585 

2MS586 

2MS587 

2MS588 

2MS589 

2MS590 

2MS591 

2MS592

Division 12122 
Affected Equipment Equipment 

Equipment In Zone Description

Instrument Cable For 211-0459A, 2LI-0501A. 2L1
0930. 2PI-0405, 2PI-0514A, 2PI-0524A, 2PI

0534A, 2PI-0544A, 2TI-0413A, 2TI-0423A, 2TI
0433A, and 2TI-0443A 

Instrument Cable For 2U-0930, 2UL-AN012-A7, 
2UL-AN012-B7, and 2UL-AN012-C7 

Instrument Cable For 2L1-0461, 2L1-0504A, 2L1

0932, 2P1-0526A, 2PI-0536A, and 2TI-0604 

Instrument Cable For 2U-0932, 2UL-AN012-A7, 
2UL-AN012-B7, and 2UL-AN012-C7 

Control Cable For 2MS0O1A-DIV21 

Control Cable For 2MSOO1A-DIV21 and 
2MS001D-DIV21 
Control Cable For 2MSOO1B-DIV21 

Control Cable For 2MSOO1B-DIV21 and 
2MS001C-DIV21 
Control Cable For 2MS001C-DIV21 

Control Cable For 2MS001B-DIV21 and 
2MSOO1C-DIV21 
Control Cable For 2MS001A-DIV21 and 
2MSOO1 D-DIV21 
Control Cable For 2MSO01D-DIV21 

Control Cable For 2AF005A, 2AF005B, 
2AF005C. 2AFOO5D, 2MS018A, and 2MS018D 

Instrument Cable For 2MSO1BA 

Control Cable For 2MSO1 BA and 2MSO18D 

Control Cable For 2MS018BA 

Instrument Cable For 2MSO18A 

Power Cable For 2MSO18A 

Instrument Cable For 2MSO18A 

Instrument Cable For 2MSO1 BA 

Instrument Cable For 2MSO18A 

Instrument Cable For 2MSO1 BA 

Instrument Cable For 2MSO18A
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TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 3.3B-2 

2MS593 
2MS594 
2MS639 
2MS640 

2MS018D 2LV052

2MS101A 

2MS101B 

2MS1O1C 

2MS101D 

2NI-0031 B

2MS575 
2MS581 

2MS597 

2MS598 

2MS600 

2MS601 

2MS602 

2MS603 

2MS604 

2MS605 

2MS648 

2MS649 

2MS318 

2MS318 

2MS318 

2MS318 

2NR146 

2NR147 

2NR197 

2NRI98 

2NR234

Division 12/22 
Affected Equipment Equipment 

Equipment in Zone Description

Instrument Cable For 2MS01 8A 
Power Cable For 2MSO18A 
Instrument Cable For 2MSO18A 

Instrument Cable For 2MSO18A 

Control Cable For 2AF005A, 2AF005B, 
2AFO05C, 2AFO05D, 2MSO18A. and 2MSO18D 
Instrument Cable For 2MS01 8D 

Control Cable For 2MS018A and 2MSO18D 

Control Cable For 2MSO18D 
Instrument Cable For 2MSO1I8D 

Instrument Cable For 2MS018D 

Instrument Cable For 2MS018D 
Instrument Cable For 2MSO1B8D 
Instrument Cable For 2MS01BD 
Instrument Cable For 2MS018D 

instrument Cable For 2MS01 8D 

Instrument Cable For 2MS018D 
Instrument Cable For 2MSO18D 

Control Cable For 2MS101A, 2MS101B, 
2MS101C, and 2MS101D 
Control Cable For 2MS101A, 2MS101B, 
2MS101C, and 2MS101D 
Control Cable For 2MS101A, 2MS101B, 
2MS101C, and 2MS101D 
Control Cable For 2MS1O1A. 2MS101B, 
2MS101C, and 2MS101D 
Control Cable For 2NI-0031 B 

Control Cable For 2NI-0031 B 

Control Cable For 2NI-NRO05B, 2NI-NRO05D, 
21PO0J, and 2NI-0031B 
Control Cable For 21P01J and 2NI-0031B 

Instrument Cable For 2NI-0031B
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TABLE 2.4-4 (Cont d)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 3.3B-2 

2N1-NR0O5B 2NR197 

2NR246 

2NI-NRO05D 2NR197

2PI-0405

2PI-0455A

2PI-0455B 

2P1-0456

2CV663 
21P007

2RY322 

21P007

2RC489 

2RC491 

2RY303 

2RY433 

21P007 

2RC370 

2RY433 

2MS044

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

Control Cable For 2NI-NROO5B. 2NI-NR005D, 
21PO1J, and 2NI-0031B 

Instrument Cable For 2NI-NRO05B 

Control Cable For 2NI-NR005B, 2NI-NR005D, 
21P01J, and 2NI-0031 B 

Instrument Cable For 2P1-0405 

Control Cable For 21P01J, 2L1-0459A, 2L1

0459S,21-1-0501, 2U-0501A, 2PI-0405, 2PI

0455A, 2PI-0455B, 2PI-0514A. 2P1-0514B, 2PI

0524A. 2PI-05249, 2PI-0534A, 2PI-0534B, 2PI

0544A, 2PI-0544B, 2T"-0413A, 2TI-0423A, 2TI

0433A, 2T1-0443A, 2TI-RCOO5A, 2TI-RC006A 

Instrument Cable For 2L1-0459A, 21-1-0501 A, 2U1

0930, 2P1-0405, 2PI-0514A, 2PI-0524A, 2PI

0534A, 2P1-0544A, 2TI-0413A, 2TI-0423A, 2TI

0433A, and 2T1-0443A 

Control Cable For 21POIJ, 2U1-0459A, 211

0459B, 21U1-0501.21I-0501A, 2PI-0405, 2P1

0455A, 2PI-0455B. 2PI-0514A, 2PI-0514B, 2PI

0524A. 2P1-0524B, 2PI-0534A, 2P1-0534B, 2PI

0544A. 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI

0433A, 2TI-0443A, 2TI-RC005A, 2TI-RC006A 

Instrument Cable For 2PI-0455A. 2TI-RC005A, 
and 2TI-RC006A 
Instrument Cable For 2PI-0455A, 2TI-RCOO5A, 

2TI-RC006A. 2TI-RC007A, and 2TI-RC008A 

Instrument Cable For 2PI-0455A 

Instrument Cable For 2PI-0455A and 2PI-0455B 

Control Cable For 21POIJ, 2L1-0459A, 2L1

04598, 2L1-0501, 2LI-050iA, 2PI-0405, 2PI

0455A, 2PI-0455B. 2PI-0514A, 2PI-0514B, 2P1

0524A, 2P1-0524B, 2PI-0534A, 2PI-0534B, 2PI

0544A, 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI

0433A, 2TI-0443A, 2TI-RC005A, 2TI-RC006A 

Instrument Cable For 2PI-0455B 

Instrument Cable For 2PI-0455A and 2PI-0455B 

Instrument Cable For 2PI-0456

(Sheet 304)
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AMENDMENT ./' 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number 

2PI-0457

2PI-0458 

2PI-0514A 

2PI-0514B 

2PI-0524A

3.3B-2 

2MS047 
2RC503 
2RY206 
2RY304 
2RY305 
2MS059 
2RC513 
21P007 

2MS666 
2RY322 

21P007 

2MS099 
2MS666 
21P007 

2MS102

DMslon 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Instrument Cable For 2PI-0457 
Instrument Cable For 2PI-0457 

Instrument Cable For 2P1-0457 

Instrument Cable For 2PI-0457 

Instrument Cable For 2PI-0457 

Instrument Cable For 2PI-0458 

instrument Cable For 2P1-0458 

Control Cable For 21PO1J, 2L1-0459A, 21
0459B, 2U1-0501, 2LI-0501A, 2PI-0405, 2PI
0455A, 2P1-0455B, 2PI-0514A, 2P1-0514B, 2PI
0524A, 2PI-0524B, 2PI-0534A, 2PI-0534B, 2PI
0544A. 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI
0433A, 2TI-0443A, 2TI-RC005A, 2TI-RC006A 

Instrument Cable For 2PI-0514A and 2PI-0514B 

Instrument Cable For 2L1-0459A, 2L1-0501 A, 211
0930, 2P1-0405, 2PI-0514A, 2PI-0524A, 2PI

0534A, 2PI-0544A, 2TI-0413A, 2TI-0423A, 2TI
0433A, and 2TI-0443A 

Control Cable For 21PO1J, 2U1-0459A, 2L1
0459B, 2U-0501, 211-0501A, 2PI-0405, 2PI
0455A. 2PI-O455B, 2PI-0514A, 2PI-0514B, 2PI
0524A, 2PI-0524B, 2PI-0534A, 2PI-0534B. 2PI
0544A, 2P1-0544B, 2TI-0413A, 2T"-0423A, 2TI
0433A, 2TI-0443A, 2TI-RC005A, 2TI-RC006A 

Instrument Cable For 2PI-0514B 

Instrument Cable For 2PI-0514A and 2PI-0514B 

Control Cable For 21P01J, 2L1-0459A, 21
0459B, 2U-0501, 2L1-0501A, 2P1-0405, 2PI
0455A, 2PI-0455B, 2PI-0514A, 2P1-0514B, 2PI
0524A, 2PI-05248, 2PI-0534A, 2P1-0534B, 2P1

0544A.,2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI
0433A.,2TI-0443A, 2TI-RCOO5A, 2TI-RCO06A 

Instrument Cable For 2PI-0524A and 2PI-0524B

(Sheet 305)
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AMENDMENT 2u' 

BYRON FPR DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.3B-2 

2RY322 Instrument Cable For 2U-0459A, 2LI-0501A, 2L1
0930, 2PI-0405, 2PI-0514A, 2PI-0524A, 2PI
0534A, 2PI-0544A, 2TI-0413A, 2TI-0423A, 2TI
0433A, and 2TI-0443A 

2PI-0524B 21P007 Control Cable For 21PO1J, 21I-0459A, 211
0459B, 21-1-0501, 2LI-O51 A, 2PI-0405, 2P1
0455A, 2PI-0455B, 2PI-0514A, 2PI-0514B, 2P1
0524A, 2PI-0524B, 2PI-0534A, 2P1-0534B, 2PI

0544A, 2PI-0544B. 2TI-0413A, 2TI-0423A, 2TI
0433A, 2TI-0443A, 2TI-RC005A, 2TI-RC006A 

2MS102 Instrument Cable For 2PI-0524A and 2PI-0524B 

2MS103 Instrument Cable For 2PI-0524B 

2PI-0526A 2MS 125 Instrument Cable For 2PI-0526A 

2RY324 Instrument Cable For 211-0461, 2L1-0504A, 211
0932, 2PI-0526A, 2PI-0536A, and 2TI-0604 

2PI-0534A 21P007 Control Cable For 21PO1J, 2LI-0459A, 211
04592, 211-0501, 21L1-050A, 2P1-0405, 2PI
0455A, 2PI-0455B, 2PI-0514A, 2PI-0514B, 2PI
0524A, 2PI-0524B, 2PI-0534A, 2PI-0534B, 2P1
0544A, 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI
0433A. 2TI-0443A, 2TI-RCOO5A, 2TI-RC006A 

2MS106 Instrument Cable For 2PI-0534A and 2PI-0534B 

2RY322 Instrument Cable For 2U-0459A, 2L1-0501A, 2U
0930, 2PI-0405, 2PI-0514A, 2PI-0524A, 2P1
0534A, 2PI-0544A, 2TI-0413A, 2TI-0423A, 2TI
0433A, and 2TI-0443A 

2PI-0534B 21P007 Control Cable For 21P01J, 2U-0459A, 21
0459B, 2U-0501, 2LI-0501A, 2PI-0405, 2PI
0455A, 2PI-0455B. 2PI-0514A, 2PI-0514B, 2P1

0524A, 2PI-0524B, 2PI-0534A, 2P1-0534B, 2PI
0544A, 2PI-0544B, 2T"-0413A, 2TI-0423A, 2TI

0433A, 2TI-0443A, 2TI-RC005A, 2TI-RC006A 

2MS106 Instrument Cable For 2PI-0534A and 2PI-0534B 

2MS107 Instrument Cable For 2PI-0534B 

2PI-0536A 2MS126 Instrument Cable For 2PI-0536A 

2RY324 Instrument Cable For 2L1-0461, 2L1-0504A, 21
0932, 2PI-0526A, 2PI-0536A, and 2TI-0604

Division 12122 
Affected Equipment Equipment 

Equipment In Zone Description

(Sheet 306)



AMENDMENT 2V-DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 3.3B-2 

2PI-0544A 21P007 

2MS110 
2RY322

2PI-0544B 

2RHO1PA 
2RH8701A 

2RH8702A 

2RY455A 

2SI8801A 
2SI8811IA 

2SXO1PA 
2SX01PA-C 
2SX147A 
2SX169A

21P007 

2MS110 
2MSI11 
2EF029 
2RH030 
2RH089 
2RH054 
2RH089 
2DC100 
2RY418 
2RY486 
2SI017 
2SI513 
2SI521 
2EF031 

2SX313 
2SX177 
2SX295

Control Cable For 21PO1J, 2U-0459A, 21
0459B, 2U-0501, 2LI-0501A, 2PI-0405, 2PI

0455A, 2PI-0455B. 2PI-0514A, 2PI-0514B, 2PI

0524A. 2PI-0524B, 2PI-0534A, 2PI-0534B. 2PI

0544A, 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI

0433A, 2TI-0443A, 2TI-RC005A, 2TI-RC006A 

Instrument Cable For 2P1-0544A and 2PI-0544B 

Instrument Cable For 2LU-0459A, 2LI-0501 A, 21

0930, 2PI-0405, 2PI-0514A, 2PI-0524A, 2PI

0534A, 2PI-0544A, 2TI-0413A, 2TI-0423A. 2"1

0433A, and 2TI-0443A 

Control Cable For 21PO1J, 21I-0459A. 2L1

0459B, 211-0501,2LU-0501A, 2PI-0405, 2PI

0455A, 2PI-0455B, 2PI-0514A. 2PI-0514B, 2PI

0524A, 2PI-0524B, 2PI-0534A, 2PI-0534B, 2P1

0544A. 2PI-0544S, 2TI-0413A, 2TI-0423A, 2TI

0433A. 2TI-0443A, 2TI-RC005A. 2TI-RC006A 

Instrument Cable For 2PI-0544A and 2PI-0544B 

Instrument Cable For 2PI-0544B 

Control Cable For 2AP05EV and 2RHO1 PA 

Control Cable For 2RH8701A 

Control Cable For 2RH8701A and 2RH8702A 

Control Cable For 2RH8702A 

Control Cable For 2RH8701A and 2RH8702A 

Control Cable For 2RY455A 

Control Cable For 2RY455A 

Control Cable For 2RY455A 

Control Cable For 2S18801A 

Control Cable For 2S1881IA 

Control Cable For 2S18811A 

Control Cable For 2CV01 PA and 2SX01PA 

Control Cable For 2SX01 PA-C 

Control Cable For 2SX147A 

Control Cable For 2SX1 69A

Affected 
Fnlnm•r't

BYRON - FPR

DMslon 11/21

Equipment 
In Zone

Esquipment Description

(Sheet 307)

I



AMENDMENT 2v~--
DECEMBER 2002

TABLE 2.4-4 (Cant d)

Di~sion 11/21 

Affected Equipment Equipment 

Equipment In Zone Description 

Fire Zone Number: 3.313-2

2-1-0413A

2T1-0423A

211-0433A

21P007

2RC350 
2RY322 

21 P007

2RC355 
2RY322 

21P007

2RC360 
2RY322

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Control Cable For 2IPO1J, 2L1-049A, 21
045913, 2U1-0501, 21--0501A, 2P1-0405, 2P1
0455A. 2PI-045513, 2PI-0514A, 2PI-0514B3, 2P1

0524A, 2PI-0524B, 2P1-0534A, 2PI-0534B, 2P1
0544A, 2P1-0544B. 2T1-0413A, 2TI-0423A, 211

0433A. 2T]4)443A, 2T1-RC005A, 2T1-RCOO6A 

Instrument Cable For ZTW-013A and 2TI-RC005A 

Instrument Cable For 2L1-M49A, 21-1-0501 A, 2U-1 

0930, 2PI-0405, 2PI-0514A, 2P1-0524A, 2P1

0534A, 2P1-0544A, 2TF-0413A, 2T1-0423A, 2T1
0433A, and 2T1-0443A 
Control Cable For 21POI J, 21-1-0459A, 21-1

045913, 21-1-0501, 21-1-0501 A, 2121-0405, 2P1
0455A, 2P1-M45B, 2P1-0514A, 2P1-0514B, 2P1

0524A. 2P12052413, 2121-0534A, 2P1-0534B, 2P1

0544A, 2P1-0544B, 2TI-0413A, 2TI-0423A, 2T1

0433A, 27TI-0443A. 2T1-RC005A, 2TI-RC006A 

Instrument Cable For 2TI-0423A and 2TI-RC006A 

Instrument Cable For 21-1-0459A. 2L1-051 A, 21-1

0930. 2PI-0405, 2P1-0514A, 2PI-0524A, 2P1
0534A, 2131-0544A, 2T1-0413A, 2TI-0423A, 2T1
0433A, and 2TI-0443A 
Control Cable For 2IPO1J, 21.-0459A, 21-1 
0459B, 21--0501, 211-MI~A. 2PI-0405, 2P1

0455A. 2Pl-M45B, 2PI-0514A, 2PI-0514B, 2P1

0524A, 2P1-0524B, 2PI-0534A, 2P1-0534B, 2P1
0544A, 2PWW54B, 2T1-0413A, 2TI-0423A, 211

0433A, 2TI-0443A, 2T1-RCOO5A, 2TI-RC006A 

Instrument Cable For 2T1-0433A and 2TI-RC007A 

Instrument Cable For 2U-Mg5A, 21-1-0501 A, 2U-1 
093, 2PI-0405, 2PI-0514A, 2P1-0524A, 2P1

0534A. 2P1-0544A, 2TI-0413A. 2T1-0423A, 211
0433A, and 2TI-0443A

(Sheet 308)
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"•---J AMENDMENT 2't 
BYRON - FPR DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 3.3B-2 

2TI-0443A 21P007 Control Cable For 21PO1J, 2U-0459A, 2L1
0459B, 2U-0501. 2LI-0501A, 2P1-0405, 2PI
0455A, 2PI-0455B, 2PI-0514A, 2PI-0514B, 2PI
0524A, 2P1-0524B. 2PI-0534A, 2PI-0534B, 2PI
0544A, 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI
0433A, 2TI-0443A. 2TI-RC005A, 2TI-RC006A 

2RC365 Instrument Cable For 2TI-0443A and 2TI-RC008A 

2RY322 Instrument Cable For 2LU-0459A, 2U-0501 A, 2LI
0930, 2PI-0405, 2PI-0514A, 2PI-0524A, 2PI
0534A, 2PI-0544A, 2TI-0413A, 2TI-0423A, 2TI
0433A. and 2TI-0443A 

211-0604 2RH146 Instrument Cable For 2TI-0604 

2RY324 Instrument Cable For 2L1-0461, 2LI-0504A, 2L1
0932, 2PI-0526A, 2PI-0536A. and 2TI-0604 

2TI-IT001 21T275 Instrument Cable For 2TI-IT001 

21T276 Instrument Cable For 2TI-IT001 

21T277 Instrument Cable For 2TI-IT001 

21T278 Instrument Cable For 2TI-IT001 

21T279 Instrument Cable For 211-11001 

21T280 Instrument Cable For 2TI-IT001 

21T281 Instrument Cable For 2TI-IT001 

21T282 Instrument Cable For 2"1-IT001 

21T283 Instrument Cable For 2TI-IT001 

21T284 Instrument Cable For 2TI-IT001 

21T285 Instrument Cable For 2TI-IT001 

21T286 Instrument Cable For 2TI-IT001 

21T287 Instrument Cable For 2TI-ITOO1 

21T288 Instrument Cable For 2TI-1T001 

21T289 Instrument Cable For 2TI-IT001 

21T290 Instrument Cable For 2TI-IT001 

21T291 Instrument Cable For 2TI-IT001 

211292 Instrument Cable For 2TI-11001 

21T293 Instrument Cable For 2TI-IT001

Division 12122 
Affected Equipment Equipment 
Equipment In Zone Description

(Sheet 309)



AMENDMENT .-- / DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 3.3B-2

21T294 
21T295 
21T296 
21T297 
21T298 
21T299 
21T300 
21T301 
21T302 
21T303 
21T304 
21T305 
21T306 
21T307 
21T345 
21T346 
21T421 
21T424 
2RC648 

2TI-RCO05A 21P007 

2MS034 

2RC350 
2RC489 

2RC491

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

Instrument Cable For 2TI-IT001 
Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT00.1 

Instrument Cable For 2TI-ITOO1 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-ITOO1 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2T1-ITO01 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-IT001 

Instrument Cable For 2TI-rT001 

Instrument Cable For 2TI-T1001 

Control Cable For 2TI-IT001 

Control Cable For 21POIJ, 21--0459A, 2L1
0459B, 2M-0501, 2LI-0501A, 2P1-0405, 2P1

0455A, 2P1-0455B, 2PI-0514A, 2PI-0514B, 2PI
0524A, 2P1-05241, 2PI-0534A, 2PI-0534B. 2PI

0544A, 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI

0433A, 2TI-0443A. 2TI-RC005A, 2TI-RC006A 

Instrument Cable For 2TI-RCOO5A, 2TI-RCO06A, 
2TI-RC007A, and 2TI-RC008A 

Instrument Cable For 2TI-0413A and 2TI-RC005A 

Instrument Cable For 2PI-0455A, 2TI-RC005A, 
and 2rI-RCO06A 

Instrument Cable For 2PI-0455A, 2TI-RC005A, 
2TI-RCO06A, 2TI-RCO07A, and 2TI-RC008A

(Sheet 310)
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TABLE 2.4-4 (Cont 'd)

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 3.38-2 

2TI-RC006A 21P007 

2MS034 

2RC355 
2RC489 

2RC491 

2TI-RC007A 21P007 

2MS034 

2RC360 
2RC488 

2RC491 

2TI-RC007B 2RC500 

2TI-RC008A 21P007 

2MS034 

2RC365

Control Cable For 21PO1J, 21--0459A, 2U
0459B, 2U-0501, 2LI-0501 A, 2PI-0405, 2PI

0455A, 2PI-0455B, 2PI-0514A, 2PI-0514B, 2PI
0524A. 2PI-0524B, 2PI-0534A, 2PI-0534B, 2PI

0544A, 2P1-0544B, 2TI-0413A, 2TI-0423A, 2TI
0433A, 2T1-0443A, 2TI-RC005A, 2TI-RC006A 

Instrument Cable For 2TI-RC005A, 2TI-RC006A, 
2TI-RC007A, and 2TI-RCOO8A 

Instrument Cable For 2TI-0423A and 2TI-RC006A 

Instrument Cable For 2PI-0455A, 2TI-RC005A, 
and 2TI-RC006A 
Instrument Cable For 2PI-0455A, 2TI-RC005A, 
2TI-RCOO6A, 2TI-RC007A, and 2TI-RC008A 

Control Cable For 21POIJ, 2U1-0459A, 211
0459B, 2U1-0501, 2LI-0501A, 2P1-0405, 2PI
0455A. 2P1-0455B, 2PI-0514A, 2PI-0514B, 2P1
0524A, 2PI-0524B, 2PI-0534A. 2PI-0534B, 2P1
0544A. 2PI-0544B, 2TI-0413A, 2TI-0423A, 2"1

0433A, 2TI-0443A, 2TI-RC005A, 2TI-RC006A 

Instrument Cable For 2TI-RC005A, 2TI-RCOO6A, 
2TI-RCO07A, and 2TI-RC008A 

Instrument Cable For 2TI-0433A and 2TI-RC007A 

Instrument Cable For 2TI-RCOO7A and 2TI
RC008A 
Instrument Cable For 2PI-0455A, 2TI-RCO05A.  
2TI-RC006A, 2TI-RC007A, and 2TI-RC008A 

Instrument Cable For 2TI-RC007B and 2TI
RC008B 
Control Cable For 21PO1J, 2LI-0459A, 211
0459B, 2U1-0501, 2-10501A, 2PI-0405, 2P1
0455A, 2PI-0455B, 2PI-0514A, 2PI-0514B, 2P1

0524A, 2PI-0524B. 2PI-0534A, 2Pt-0534B, 2PI

0544A. 2PI-0544B, 2TI-0413A, 2TI-0423A, 2TI
0433A, 2T1-0443A, 2TI-RC005A, 2TI-RC006A 

Instrument Cable For 2TI-RC005A, 2TI-RC006A, 
2TI-RC007A, and 2TI-RCO08A 

Instrument Cable For 2T1-0443A and 2TI-RC008A

(Sheet 311)
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AMENDMENT2e 
DECEMBER 2002

TABLE 2.4-4 (Cont 'd)

Division 11/21

Affected Equipment 
Equipment In Zone 

Fire Zone Number: 3.3B-2 

2RC488 

2RC491 

2TI-RCOO8B 2RC500 

2UL-AN012-A7 2AN084 

2AN091 

2MS035 

2MS053 

2S1467 

2SI469 

2UL-AN012-17 2AN084 

2AN091 

2AN166 
21P009 
21P015 
2SI467 

2SI469 

2UL-AN012-C7 2AN084 

2AN091 

2MS035

Equipment 
Description 

Instrument Cable For 2TI-RCO07A and 2TI
RC008A 
Instrument Cable For 2P1-0455A. 2TI-RC005A, 
2TI-RC006A, 2TI-RC007A, and 2TI-RC008A 

Instrument Cable For 2TI-RC007B and 2TI
RC008B 
Control Cable For 2UL-AN012-A7, 2UL-AN012
B6, and 2UL-AN012-C7 
Control Cable For 2UL-AN012-A7, 2UL-AN012
B7, and 2UL-AN012-C7 
Control Cable For 2UL-AN012-A7 and 2UL
AN012-C7 
Control Cable For 2UL-AN012-A7 and 2UL
AN012-C7 
Instrument Cable For 2L1-0930, 2UL-AN012-A7, 
2UL-AN012-B7, and 2UL-AN012-C7 

Instrument Cable For 2.1-0932, 2UL-AN012-A7, 
2UL-AN012-B7, and 2UL-AN012-C7 

Control Cable For 2UL-AN012-A7, 2UL-AN012
B7, and 2UL-AN012-C7 
Control Cable For 2UL-AN012-A7. 2UL-AN012
B7, and 2UL-AN012-C7 
Control Cable For 2UL-AN012-B7 

Control Cable For 21POIJ and 2UL-AN01 2-87 

Control Cable For 21PO1J and 2UL-AN012-B7 

Instrument Cable For 21--0930, 2UL-AN012-A7, 
2UL-AN012-B7, and 2UL-AN012-C7 
Instrument Cable For 2.1-0932, 2UL-AN012-A7, 
2UL-AN012-B7, and 2UL-AN012-C7 

Control Cable For 2UL-AN012-A7, 2UL-AN012
B7, and 2UL-AN012-C7 
Control Cable For 2UL-AN012-A7, 2UL-AN012
B7, and 2UL-AN012-C7 
Control Cable For 2UL-AN012-A7 and 2UL
AN012-C7

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

(Sheet 312)
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 

Equipment In Zone Description

Fire Zone Number: U.3B-2 

2MS053 

2SI467 

2SI469

2VP01CA 
2VP01CC 

2VX04C

2VP021 
2VP063 
2VP065 
2VX004

Division 12122 
Affected Equipment Equipment 

Equipment In Zone Description

Control Cable For 2UL-AN012-A7 and 2UL
AN012-C7 
Instrument Cable For 2U-0930, 2UL-ANO12-A7, 
2UL-AN012-B7, and 2UL-AN012-C7 

Instrument Cable For 2L1-0932, 2UL-AN01 2-A7, 

2UL-AN012-B7, and 2UL-AN012-C7 

Control Cable For 2VPO1 CA 

Control Cable For 2VPO1CC 

Control Cable For 2VPO1 CC 

Control Cable For 2VX04C

(Sheet 313)
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 3.3C-1

Unit 0 (Common) Components 

OVC103Y 
OVC104Y 

OVC105Y 

OVC106Y 

OVC107Y 

0VC108Y 

OVC109Y 

OVC11laY 

0VClMlY 

OVC1 12Y 

OVC1 13Y 

OVC1 14Y 

OVC115Y 

OVC1 16Y 

OVC1 17Y 

OVCllaY 

OVC119Y

MCR HVAC Main Supply Duct Fire Damper 
Unit 1 Main Control Room Supply Flow Control 
Damper 
Unit 1 Main Control Room Supply Duct Fire 
Damper 
Unit I Main Control Room Supply Duct Fire 
Damper 
Unit 1 Main Control Room Supply Duct Fire 
Damper 
Unit 1 Main Control Room Supply Duct Fire 
Damper 
Unit 1 Main Control Room Supply Duct Fire 
Damper 
Unit 1 Main Control Room Supply Duct Fire 
Damper 
Unit 1 Main Control Room Supply Duct Fire 
Damper 
Unit I Main Control Room Supply Duct Fire 
Damper 

Unit 1 Main Control Room Supply Duct Fire 
Damper 

Unit 1 Main Control Room Supply Duct Fire 
Damper 
Unit 1 Main Control Room Supply Duct Fire 
Damper 
Unit I Main Control Room Supply Duct Fire 
Damper 
Unit 1 Main Control Room Supply Duct Fire 
Damper 
Unit I Main Control Room Supply Duct Fire 
Damper 

Unit I Main Control Room Exhaust Duct Fire 
Damper

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

NONE
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TABLE 2.4-4 (Cont 'd)

Division 11/21
Affected Equipment 
Equipment In Zone 

Fire Zone Number: 3.3C-1 

OVC120Y 

OVC121Y 

OVC122Y 

0VC123Y 

OVC124Y 

OVC125Y 

OVC126Y 

OVC127Y 

OVC128Y 

OVC133Y 

OVC170Y 
OVC171Y 

OAB03P(1) 1ABOO5 
1ABOO6 

O0CO1E-A ICCO06 
ICC023 
1CC174 
1EF027 

OSX02PA 1SX172 
1SX205 
1SX206 

1SX258 

OSX158A 1SX079 

OSX158B 2SX079

Equipment 
Description 

Unit 1 Main Control Room Exhaust Duct Fire 
Damper 
Unit I Main Control Room Exhaust Duct Fire 
Damper 
Unit 1 Main Control Room Exhaust Duct Fire 
Damper 
Unit I Main Control Room Exhaust Duct Fire 
Damper 
Unit I Main Control Room Exhaust Duct Fire 
Damper 
Unit I Main Control Room Exhaust Duct Fire 
Damper 
Unit I Main Control Room Exhaust Duct Fire 
Damper 
Unit I Main Control Room Exhaust Duct Fire 
Damper 
Unit I Main Control Room Exhaust Duct Fire 
Damper 
Unit I Main Control Room Return Flow Control 
Damper 
MCR HVAC Main Supply Duct Fire Damper 

MCR -VAC Main Return Duct Fire Damper 

Control Cable For OAB03P(1) and IAB03P 

Control Cable For OAB03P(1) and 1AB03P 

Control Cable For OCCO1E-A and 1CCO1PA 

Control Cable For OCCO1E-A 

Control Cable For OCCO01E-A 

Control Cable For OCCOl1E-A 

Control Cable For OSX02PA 
Control Cable For OSX02PA 

Control Cable For OSX02PA 
Control Cable For OSX02PA 

Control Cable For OSX158A 

Control Cable For OSX158B

Division 12122 
Affected Equipment Equipment 

Equipment In Zone Description
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 3.3C-1

OSXI62A 

OSX162C 
OSX163A 
OSX163B 
OSX163C 
0SX163D 
OVAO1CA 

OVA02CA 

0VA474Y 

OVC01CA 

OVC02CA 

OVCO33Y

ISX157 
1SX158 
1SX345 
2SX157 
1SX149 
1SX153 
2SX149 
2SX153 
IVA003 
IVA034 
1VA738 
IVA013 
1VA738 
1VA028 
1VA034 
1VA036 
1VC020 

1VC022 

1VC029 
1VC017 

1VC020 

1VC022 

IVC023 

1VC030 

IVC034

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

Control Cable For OSX162A 
Control Cable For OSX1 62A 

Control Cable For OSX162A 

Control Cable For 0SX162C 

Control Cable For OSX163A 

Control Cable For OSXI163B 

Control Cable For OSX1 63C 

Control Cable For OSX163D 

Control Cable For OVA01CA 

Control Cable For OVA01 CA and 0VA474Y 

Control Cable For OVAO1 CA and OVA02CA 

Control Cable For OVA02CA 

Control Cable For OVAO1CA and OVA02CA 

Control Cable For 0VA474Y 

Control Cable For OVAO1CA and 0VA474Y 

Control Cable For 0VA474Y 

Control Cable For OVCO1CA, OVC281Y.  
0VC033Y. OVC043Y. OVC17Y, and OVC19Y 

Control Cable For OVC02CA, OVC281Y, 
OVC033Y, OVCo43Y, OVC17Y, and OVC19Y 

Control Cable For OVC281Y and OVC02CA 

Control Cable For OVC20Y, OVC281Y, OVC033Y, 

OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For oVCOICA, 0VC281 Y.  

OVC033Y. oVCo43Y, OVC17Y, and OVC19Y 

Control Cable For OVC02CA, OVC281Y, 
OVC033Y. oVCO43Y, OVC17Y, and OVC19Y 

Control Cable For OVC281Y, OVC033Y, 
OVC043Y. OVC17Y, and OVC19Y 

Control Cable For OVC20Y, OVC281Y, OVC033Y.  

OVC043Y, oVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC20Y, OVC281Y. OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y
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TABLE 2.4-4 (Cont 'd)

Divislon 11121 

Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number: 3.3C-1 

OVC043Y IVC017 

1VC020 

1VC022 

IVC023 

1VC030 

1VC034 

1VC578 

1VC722

OVC133Y 

OVC17Y 

OVC18Y

1VC207 

1VC017 

1VC020 

1VC022 

1VC023 

1VC030 

IVC034 

1VC207 

1VC017 

IVC030

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC01 CA, OVC281Y, 
OVC033Y, OVCo43Y, oVC17Y, and OVC19Y 

Control Cable For OVC02CA. 0VC281 Y, 

OVCO33Y. OVCo43Y, OVC17Y, and OVC19Y 

Control Cable For OVC281Y, OVC033Y.  
oVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC1BY, and OVC19Y 

Control Cable For OVC20Y, OVC28iY, OVC033Y, 

OVC043Y, oVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC18Y 

Control Cable For OVC19Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC18Y 
Control Cable For OVC133Y, OVC17Y, OVC1 8Y, 
OVCI9Y. and OVC20Y 

Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVCO0CA, OVC281Y, 
oVC033Y. OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC02CA, OVC281Y.  
OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC20Y, OVC281Y. OVC033Y, 

OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVC133Y, OVC17Y, OVC18Y, 
OVC19Y, and OVC20Y 

Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVCO43Y, OVCI7Y, OVC18Y, and OVC19Y 

Control Cable For OVC2OY, OVC281Y, OVCO33Y, 
OVCO43Y, OVC17Y, OVC18Y, and OVC19Y
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DECEMBER 2002 

TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number. 3.3C-1 

1VC034 Control Cable For 0VC20Y, 0VC281Y. OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVCI9Y 

IVC207 Control Cable For OVCI33Y, OVC17Y, OVC18Y, 
OVC19Y, and OVC20Y 

1VC578 Control Cable For OVC1l9Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC18Y 

1VC722 Control Cable For OVMI9Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC18Y 

OVC19Y 1VC017 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

1VC020 Control Cable For OVCO1CA. OVC281Y, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

1VC022 Control Cable For OVC02CA, OVC281Y, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

1VC023 Control Cable For OVC281Y, OVC033Y, 
OVC043Y. OVC17Y, and OVC19Y 

1VC030 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

1VC034 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

1VC207 Control Cable For OVC133Y, OVC17Y, OVC18Y, 
OVC1 9Y, and OVC20Y 

1VC578 Control Cable For OVC19Y, OVC20Y, OVC281Y.  
OVC043Y, and OVC1S8Y 

1VC722 Control Cable For OVCI9Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC18Y 

OVC20Y 1VC017 Control Cable For OVC20Y. OVC281Y, OVC033Y, 
OVC043Y, OVC17Y. OVC18Y, and OVC19Y 

1VC030 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

1VC034 Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y. OVC17Y, OVC18Y, and OVC19Y 

1VC207 Control Cable For OVC133Y, OVC17Y, OVC18Y, 
OVC1 9Y, and OVC20Y 

1VC578 Control Cable For OVC1 9Y, OVC20Y, OVC281Y, 
OVC043Y. and OVC18Y

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.3C-1

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

OVC281Y

1VC722 

1VO017 

1VC020 

IVC022 

IVC023 

1VC029 

1VC030 

1VC034 

1VC578 

1VC722

Unit I Components

1AB03P 

1AF005A 

1AF005B 

1AFOO5C

IABOO5 

lABOO6 

1AF170 

11P016 

1LV052 

1AF179 

11PO16 

1LV052 

1AF180

Control Cable For OVC19Y, OVC20Y, OVC281 Y, 
OVC043Y, and OVC18Y 

Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVC043Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVCO1ICA, OVC281Y, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC02CA, OVC281Y, 
OVC033Y, OVC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC281Y, OVC033Y, 
0VC043Y, OVC17Y, and OVC19Y 

Control Cable For OVC281Y and OVC02CA 

Control Cable For OVC20Y, 0VC281 Y. OVC033Y, 
OVC043Y, OVC17Y. OVC18BY, and OVC19Y 

Control Cable For OVC20Y, OVC281Y, OVC033Y, 
OVCO43Y, OVC17Y, OVC18Y, and OVC19Y 

Control Cable For OVCl9Y, OVC20Y, OVC281Y, 
OVC043Y, and OVC18Y 

Control Cable For OVC19Y, OVC20Y, OVC281Y.  

OVC043Y, and OVC1l8Y 

Control Cable For OAB03P(1) and 1AB03P 

Control Cable For 0AB03P(1) and 1AB03P 

Instrument Cable For 1AFO05A 

Control Cable For 1AFO05A, 1AF005B, 
1AF005C, 1AF005D, and IlPO1J 

Control Cable For 1AF005A, 1AFOO5B, 
1AF005C, 1AF005D, 1MS018A, and lMS018D 

Instrument Cable For 1AF005B 

Control Cable For 1AF005A, 1AF005B, 
1AF005C, 1AF005D, and IIP01J 

Control Cable For 1AF005A, 1AF005B, 
1AF005C, 1AF005D, 1MS018A, and lMS018D 

Instrument Cable For IAF005C

IAF005G 
1AF005H

1AF183 
1AF184

Instrument Cable For 1AFOO5G 
Instrument Cable For IAF005H
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.3C-1 

11P016 Control Cable For 1AF005A, 1AF005B, 
1AF005C, IAF005D, and IIP01J 

1LV052 Control Cable For 1AF005A, 1AF005B, 
1AF005C, 1AF005D, 1MSO18A, and 1MSO18D 

1AFO05D 11P016 Control Cable For 1AF005A, 1AF005B, 
1AF005C, 1AF005D, and IIP01J 

1LV052 Control Cable For 1AF005A, 1AF005B, 
1AF005C, 1AFO05D, 1MS018A, and IMS018D 

IAF006A 1AF057 Control Cable For 1AF006A and 1AF017A 

1AF058 Control Cable For 1AF006A 

1AF295 Control Cable For 1AF006A and 1AF017A 

1AF013A 1AF024 Control Cable For 1AF013A 

IAF013B 1AF028 Control Cable For 1AF013B 

1AF013C 1AF032 Control Cable For 1AF013C 

1AF013D 1AF036 Control Cable For 1AF013D 

1AFO17A 1AF057 Control Cable For 1AFOO6A and 1AF017A 

1AF097 Control Cable For 1AF017A 

1AF295 Control Cable For 1AF006A and 1AF017A 

IAFO1PA 1AFOO8 Control Cable For IAF01PA 

1AF009 Control Cable For 1AF01PA and 1MSOO1B-DIV1 1 

1AFO1 PA-A 1AF019 Control Cable For 1AF01 PA-A 

1EFO11 Control Cable For 1AF01lPA-A 

1AP05EA IAP180 Control Cable For 1APO5EA 

1AP401 Control Cable For 1AP05EA 

1AP05EC 1EF029 Control Cable For 1APO5EC and 1RHO1PA 

1S1004 Control Cable For 1AP05EC 

1S1005 Control Cable For 1AP05EC 

IAP05EE IAP311 Control Cable For IAPO5EE 

IAPOSEF lDG005 Control Cable For 1AP05EF 

1DG019 Control Cable For 1DG01KA and 1AP05EF 

1AP05EG 1AP056 Control Cable For 1APO5EG 

IAPO5EJ 1CS004 Control Cable For 1APO5EJ

Division 12/22 

Affected Equipment Equipment 
Equipment In Zone Description
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description

Fire Zone Number 3.3C-1 

1CS006 
1CS025 
1CS041 
1CS042 
1CS055 

1AP05EK 1WO024 

IAP05EP 1AP072 
1AP073 
1AP075

IAP05ER 

IAP05EU 

1AP07EL 

1AP14E 

1AP21EA 
1C001PA 

ICC9412A 
1CC9413A

1AP319 
1AP320 
1AP321 
1AP322 
2AP586 
lAPOSO 
1AP312 
1DG211 
1AP082 
1AP395 
1AP098 
1AP141 
1AP142 
1AP376 
18I517 

1CC002 
100004 
1CC006 
1EF028 
1CC045 
1CCO51 
1CC053

Division 12122 
Affected Equipment Equipment 
Equipment In Zone Description

Control Cable For 1AP05EJ 
Control Cable For 1AP05EJ 

Control Cable For IAP05EJ 

Control Cable For 1APO5EJ 

Control Cable For 1AP05EJ and 1CS009A 

Control Cable For IAPO5EK 

Power Cable For 1AP05EP and 2AP05EJ 

Power Cable For 1AP05EP and 2AP05EJ 

Control Cable For 1AP05EP 

Power Cable For 1AP05EP and 2AP05EJ 

Power Cable For 1AP05EP and 2AP05EJ 

Power Cable For 1APO5EP and 2AP05EJ 

Power Cable For 1AP05EP and 2AP05EJ 

Control Cable For 1AP05EP and 2AP05EJ 

Control Cable For 1AP05ER 

Control Cable For 1AP05ER 

Control Cable For 1APO5ER 

Control Cable For 1AP05EU 

Control Cable For 1AP05EU 

Control Cable For IAP07EL 

Control Cable For 1AP07EL 

Control Cable For 1AP07EL 

Control Cable For 1AP14E 

Control Cable For 1AP21EA 

Control Cable For ICCOIPA 

Control Cable For 1CC01PA 

Control Cable For 0CC01 E-A and lCCO1 PA 

Control Cable For 1lCC01 PA 

Control Cable For 1CC9412A 

Control Cable For 1CC9413A 

Control Cable For 0CC9413A
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number3. 3.C-1 

1CC9415 1CCO67 Control Cable For 1CC9415 

1CC9416 1CC059 Control Cable For 1CC9416 

ICCO61 Control Cable For 1CC9416 

ICC9438 1CC036 Control Cable For 1CC9438 

1CC037 Control Cable For 1CC9438 

ICC9473A 1CC127 Control Cable For 1CC9473A 

1CS009A ICS055 Control Cable For 1AP05EJ and ICS009A 

1CVO1PA 1CV009 Control Cable For 1CVO1PA 

1EF031 Control Cable For 1CVOI PA and 1SX01 PA 

1CV112B 1CV060 Control Cable For 1CV112B and 1CV8110 

1CV067 Control Cable For 1CV112B 

1CV068 Control Cable For 1CV112B 

1CV112D lCV080 control Cable For ICV112D 

1CV081 Control Cable For 1CV112D 

ICV8110 1CV059 Control Cable For 1CV8110 

ICV060 Control Cable For 1CV112B and 1CV8110 

1CV8114 1CV641 ControlICable Forl1CV8114 

ICV645 Control Cable For 1CV8114 

1CV8355A ICV611 Control Cable For 1CV8355A 

1CV8355D 1CV614 Control Cable For 1CV8355D 

1CV8804A 1CV407 Control Cable For 1CV8804A 

1DGO1KA 1DG017 Control Cable For 1DGO1KA 

lDG018 Control Cable For IDG01KA 

lDG019 Control Cable For IDG01KA and 1AP05EF 

1DG153 Control Cable For 1DGO1KA 

1DG174 Control Cable For 1DG01KA 

1DG200 Control Cable For 1DGO1KA 

IFI-0121A 1CV422 Instrument Cable For 1FI-0121A 

111PO1J 11P016 Control Cable For 1AF005A. 1AF005B, 
1AF005C, 1AF005D, and IIPO1J 

11P062 Control Cable For IlP01J

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 3.30-1

IlP03J 

1I-0459A 

1I-0461 

1IU-0501A 

1LI-0504A 

IU-0930 

1U-0932 

ILL-SI075A 
1MSOO1A-DIV11 

1 MS001B-DIV1 1

11P063 
1NR197 

1NR198 
1 IP066 
11P067 
1NR201 
1NR202 
1RY322 

I RY324 

1 RY322 

1RY324 

1 RY322 

1 RY324 

1S1234 
1 MS272 
1MS275 
1MS518 
1MS519 

1MS531 

1AF009

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Control Cable For IPO1J 
Control Cable For 1NI-NRO05B, 1NI-NRO05D.  
1IPO1J, and 1NI-0031B 
Control Cable For IlP01J and 1NI-0031B 

Control Cable For IIP03J 
Control Cable For IlP03J 
Control Cable For 1IP03J 

Control Cable For IlP03J 

Instrument Cable For 1 LI-0459A, LI-0501 A, 1Ll
0930, 1PI-0405, 1PI-0514A. 1PI-0524A, 1PI
0534A, IPI-0544A, 1TI-0413A, 1TI-0423A, 1T
0433A, and 1TI-0443A 

Instrument Cable For LI-0461, 1 LI-0504A, 1 LI
0932, IPI-0526A, 1PI-0536A, and ITI-0604 
Instrument Cable For IU-0459A, 1LI-O501A, 1Ll
0930, 1PI-0405, 1PI-0514A, 1PI-0524A, 1PI
0534A, 1PI-0544A. 1TI-0413A, 1TI-0423A, ITI
0433A, and 1TI-0443A 
Instrument Cable For 11-0461, 1 LI-0504A, 1LI
0932, 1PI-0526A, 1PI-0536A. and ITI-0604 
Instrument Cable For 1LI-0459A, 1LI-0501A, 1Ll
0930, 1PI-0405, 1PI-0514A, 1PI-0524A, 1PI
0534A, 1PI-0544A, 1TI-0413A, 1TI-0423A, 1TI
0433A, and ITI-0443A 
Instrument Cable For 1LI-0461, 1 LI-0504A, 1 LI
0932, 1PI-0526A, I1PI-0536A, and ITI-0604 
Control Cable For 1LL-SI075A 

Control Cable For 1MSOO1A-DIV11 

Control Cable For IMS001A-DIV11 
Control Cable For 1MSOO1A-DIV11 

Control Cable For 1MS001A-DIV11 and 
1MS00-DIV11 
Control Cable For 1MSOO1A-DIV1 1 and 
1MSOO1B-DIVI1 

Control Cable For 1AFO1PA and 1MS001B-DIV11
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.30-1

1MS001C-DIVI1

1MSOO1D-DOVl 1

1MSO18A 

1MS018D

1MS285 
1MS288 
1MS529 

1MS531 

1AF121 
1MS298 
1MS519 

1MS524 
1MS532 

1MS311 
1MS527 
1MS529 

1MS532 

1LV052 

1MS574 
1MS581 
1MS583 
1 MS585 
1MS639 
1LV052 

1MS575 
lMS581 

lMS583 
1MS597 
1MS648

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Control Cable For 1MS001 B-DIV11 
Control Cable For 1IMSOO1 B-DIV1 1 

Control Cable For 1 MS001 B-DIV11 and 
IMSOOID-DIVII 
Control Cable For 1MSOO1A-DIV1 1 and 
IMS0011B-DIV11 
Control Cable For IMS001C-DIV11 
Control Cable For 1MS001C-DIV 1 

Control Cable For 1MSOO1A-DIV1I1 and 
1MSOO1C-DIV11 
Control Cable For 1MS0O1C-DIV11 

Control Cable For IMSOO1C-DIV1 1 and 
1MS001D-DIV11 
Control Cable For 1 MSOO1 D-DIV1 1 

Control Cable For 1MS001D-DIV11 
Control Cable For 1MSOO1IB-DIV1i1 and 
IMSOO1D-DIV11 
Control Cable For 1MS001C-DIV11 and 
1MS001D-DIV11 
Control Cable For 1AF005A, 1AF005B, 
1AF005C, 1AF005D, 1MS018A, and 1MSO18D 
Instrument Cable For 1 MSO18A 

Control Cable For 1MS018A and 1MSO18D 

Control Cable For 1MSO18A and 1MSO18D 

Control Cable For 1MSO18A 

Instrument Cable For 1 MS018A 

Control Cable For 1AF005A, 1AFO05B, 
1AF0O5C, 1AF005D. 1MS018A, and 1MS018D 

Instrument Cable For I1MSO18D 

Control Cable For 1MS018A and IMSOI8D 

Control Cable For 1MSO18A and 1MS018D 

Control Cable For 1MS018D 
Instrument Cable For 1MSO18D
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Rre Zone Number3. .3C-1

IMS101A 

IMS101B 

1MS101C 

1MS101D 

1NI-0031B

1MS318 

1MS321 
1MS318 

1MS326 
1MS318 

1MS331 
1MS318 

1 MS336 
1NR133 
1NR135 
1NR136 
1NR146 
1NR147 
INR197

INRI98 
1NR234 

INI-NRO05B 1NR197 

I1NR246 

1NI-NRO05D INR197

1PI-0405 

1PI-0455A 

1 PI-0457

1 RY322 

I RC489 

1RC491 

1MS047

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Control Cable For 1MS101A, 1MS101B, 
1MS101C, and IMSiO0D 
Control Cable For 1MS101A 

Control Cable For 1MS101A, 1MS101B, 
1MS101C, and 1MS101D 

Control Cable For 1MS101B 

Control Cable For 1MS101A, 1MS101B, 
1MS1oiC, and 1MS101D 

Control Cable For 1MS101C 

Control Cable For 1MS101A, 1MS101B, 
1MS101C, and 1MS101D 
Control Cable For 1MS1OiD 

Instrument Cable For I1NI-0031 B 

Instrument Cable For 1 NI-O031B 

Instrument Cable For 1 NI-0031 B 

Control Cable For 1NI-0031 B 

Control Cable For 1NI-0031 B 

Control Cable For 1NI-NROO5B, 1NI.NR005D, 
IIPO1J. and 1NI-0031B 

Control Cable For IP101J and 1NI-0031B 

Instrument Cable For 1 NI-0031 B 

Control Cable For 1 NI-NRO05B, 1 NI-NRO05D, 
IPO1J, and 1NI-0031B 

Instrument Cable For 1NI-NRO05B 

Control Cable For 1NI-NRO05B, 1NI-NRO05D, 
IIPO1J. and INI-0031B 

Instrument Cable For 1LI-0459A, 1U-0501 A, 1lU
0930, 1PI-0405, 1PI-0514A, IPI-0524A, 1PI

0534A, 1PI-0544A, 1TI-0413A, 1TI-0423A, ITI
0433A, and 1TI-0443A 

Instrument Cable For 1PI-0455A, 1TI-RC005A, 
and 1TI-RC006A 

Instrument Cable For 1 PI-0455A, 1TI-RC005A, 
1TI-RCOO06A, 1TI-RC007A, and 1TI-RCOO8A 

Instrument Cable For 1 P1-0457
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Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.3C-1 

1RC503 Instrument Cable For 1 PI-0457 

1PI-0514A 1RY322 Instrument Cable For 1U-0459A, 1 LI-0501 A, 1 LI
0930, 1PI-0405, IPI-0514A. IPI-0524A, 1PI
0534A, IPI-0544A, ITI-0413A, 1TI-0423A, 1TI
0433A, and ITI-0443A 

IPI-0524A 1RY322 Instrument Cable For 11LI-0459A. I LI-0501A, 1LI
0930, 1PI-0405, 1PI-0514A, IPI-0524A, 1PI
0534A, IPI-0544A, 1TI-0413A, 1TI-0423A, 1TI
0433A, and 1TI-0443A 

1PI-0526A 1 RY324 Instrument Cable For 1 U-0461, 1LI-0504A, 1 LI
0932, 1PI-0526A, 1PI-0536A, and 1TI-0604 

1PI-0534A 1RY322 Instrument Cable For 1LI-0459A. 1LI-0501A, ILl
0930, 1 PI-0405, 1PI-0514A, 1PI-0524A, 1 PI
0534A, 1PI-0544A, 1TI-0413A, 1TI-0423A, 1TI
0433A, and 1TI-0443A 

1PI-0536A 1 RY324 Instrument Cable For 1 U-0461., 1LI-0504A, I Ll
0932, 1 PI-0526A, 1PI-0536A, and 1TI-0604 

1 PI-0544A I RY322 Instrument Cable For ILI-0459A, 1 U-0501 A, 1 IU
0930, 1PI-0405, 1PI-0514A, 1PI-0524A, 1PI
0534A, 1PI-0544A, 1TI-0413A, 1TI-0423A, 1TI
0433A, and 1TI-0443A 

1PI-CC107 1CC314 Control Cable For IPI-CC107 

1CC315 Instrument Cable For 1PI-CC107 

1CC330 Instrument Cable For 1 PI-CC107 

1LVO02 Control Cable For IPI-CC107 

1RCO14A 1IRC622 Control Cable For 1 RCO14A 

1RC014C 1 RC628 Control Cable For 1 RCO14C 

1RHO1PA 1EF029 Control Cable For 1APOSEC and 1RHO01PA 

I1RH003 Control Cable For 1RHO1lPA 

1RHO91 Control Cable For 1RHI01PA 

IRH610 1RHO17 Control Cable For 1RH610 

1RH8701A 1RHO31 Control Cable For 1RH8701A 

1RH8702A 1RH055 Control Cable For 1 RH8702A 

1RH8716A 1 RH069 Control Cable For 1RH8716A 

1RY455A 1DC100 Control Cable For 1RY455A

Diision 12/22 
Affected Equipment Equipment 

Equipment In Zone Description
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Division 1121 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number: 3.3C-1

1RY418 
1 RY486 

1RY8000A 1RY394 

1SI8801A 1SI017 
1SI035 

1S18806 1SI077 

1S18807A 1S1081 

1SI8809A 1S1134 

1SI8811A 1S1152 
1SI513 
1SI521 

1S18812A 1S1170 

1S18840 1S1211 

1SI8923A 11S199 

ISX001A 1SX033 

1SX004 1SX041 

ISX016A ISX053 

1SXO1PA 1EF031 
ISX008 

*1SX01PA-C 1SX312 
1SX313 

1SX027A 1SX059 

1SX033 1SX065 

1SX147A 1LV033 
1SX177 
1SX178 

ISX169A 1SX295 

1TI-0413A 1RY322

Divislon 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Control Cable For 1RY455A 
Control Cable For 1RY455A 

Control Cable For 1RY8000A 

Control Cable For 1S18801A 

Control Cable For 1 SI8801A 

Control Cable For lS18806 

Control Cable For 1S18807A 

Control Cable For 1S18809A 

Control Cable For 11S881IA 

Control Cable For 1S1881 1A 

Control Cable For 1SI8811A 

Control Cable For 1S18812A 

Control Cable For 1S18840 

Control Cable For 1SI8923A 

Control Cable For ISX001A 

Control Cable For 1 SX004 

Control Cable For 1SX016A 

Control Cable For I1CVOIPA and I1SX01PA 

Control Cable For 1SXO1PA 

Control Cable For ISX01PA-C 

Control Cable For ISXO1PA-C 

Control Cable For 1SX027A 

Control Cable For 1SX033 

Control Cable For 1 SX147A 

Control Cable For 1SX147A 

Control Cable For 1SX147A 

Control Cable For ISX169A 

Instrument Cable For 1LI-0459A, 1 U-0501A, 1lU
0930, 1PI-0405, 1PI-0514A, 1PI-0524A, 1PI

0534A, 1PI-0544A, 1TI-0413A, ITI-0423A, ITI
0433A. and 1TI-0443A
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TABLE 2.4-4 (Cent 'd)

Division 11/21 

Affected Equipment Equipment 

Equipment In Zone Description 

Fire Zone Number: 3.3C-1

Division 12/22 
Affected Equipment Equipment 

Equipment In Zone Description

1TI-0423A 

1TI-0433A 

1TI-0443A 

111-0604

1RY322 

IRY322 

1RY322 

1RY324

1TI-IT001 I 11T421 

JTI-ROO05A 1RC489 

1RC491 

1RC612

1TI-ROO06A

1Ti-RC007A

1 RC489 

1RC491 

1RC612 

1 RC488

1RC491 

1RC612 

1TI-ROOO8A IRC488 

1RC491

Instrument Cable For 1LI-0459A. I U-O501A. Il
0930, 1PI-0405, 1PI-0514A, 1PI-0524A. 1PI
0534A, IPI-0544A, 1TI-0413A, 1TI-0423A. ITI
0433A, and ITI-0443A 

Instrument Cable For 1LI-0459A. 1LI-0501A. ILl
0930, 1PI-0405. 1PI-0514A. IPI-0524A. 1PI
0534A, 1PI-0544A, iT1-0413A, 1TI-0423A, ITI
0433A, and 1TI-0443A 

instrument Cable For 1LI-0459A, ILI-0501A. ILl

0930, IPI-0405, IPI-0514A, 1Pi-0524A, I PI

0534A, 1PI-0544A, 1TI-0413A, 1TI-0423A, 111
0433A, and ITI-0443A 
Instrument Cable For 1LI-0461, 1LU-0504A, 1 LI

0932, IPI-0526A, 1PI-0536A, and ITI-0604 

Instrument Cable For iTi-ITOO1 

Instrument Cable For I1PI-0455A, ITI-RCOO5A, 
and 1TI-RCOO6A 

Instrument Cable For 1PI-0455A, ITI-RC005A, 
ITI-RC006A, ITI-RCO07A, and 1TI-RC008A 

Instrument Cable For ITI-RCOO5A, 1TI-RC006A, 
1TI-RC007A, and 1TI-RC008A 

Instrument Cable For 1PI-0455A, 1TI-RC005A, 
and 1TI-RC006A 
Instrument Cable For 1IPI-0455A, 1TI-RC005A, 
1T-RCO06A, 1TI-RC007A, and 1TI-RC008A 

Instrument Cable For 1TI-RC005A, ITI-RC006A, 
1TI-RC007A, and ITI-RC008A 

Instrument Cable For 1TI-RC007A and ITI
RC008A 
Instrument Cable For IPI-0455A, 1TI-RC005A, 
1TI-RC006A, 1TI-RCOO07A, and 1TI-RC008A 

Instrument Cable For 1TI-RC005A, 1TI-RC006A, 
1TI-RC007A, and 1TI-RC008A 

Instrument Cable For ITI-RC007A and ITI
RC008A 

instrument Cable For 1 PI-0455A, 1TI-RC005A, 
ITI-RCOO6A, 1TI-RC007A, and 1TI-RC008A

BYRON°FPR
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Division 11/21 

Affected Equipment Equipment 

Equipment In Zone Description

Division 12t22 
Affected Equipment Equipment 

Equipment In Zone Description

Fire Zone Number: 3.3C-1 

1RC612

IVD01CA 

1VD09YA 

iVDogYB 

IVDIOYA 

1VD10YB 

IVPO1CA 

1VP01CC 

1VX04C 
1VX04Y 
lVXo5C 
1VXo5Y

1VDO06 

1VD006 

IVD006 

IVD006 

1VD006 

1VP016 
IVPO09 
1VP021 
1VP060 
1VP063 
1VP065 
IVX004 
1VE039 
1VX044 
1VE039

Unit 2 Components

2AP05EE 

2AP05EJ

2AP178 
2AP401 
1AP072 
1AP073 
IAP319 
1AP320 
1AP321 
1AP322

Instrument Cable For iTI-RC005A, 1TI-RCOO6A, 
1TI-RCOO07A. and ITI-RCOO8A 

Control Cable For 1VD01CA, IVD09YA.  
1VD09YB, 1VD10YA, and IVD1OYB 

Control Cable For 1VD01CA, 1VD09YA, 
IVDO9YB, iVD1OYA, and 1VDIOYB 

Control Cable For 1VDO1CA, 1VD09YA, 
IVDO9YB, 1VDIOYA. and 1VD10YB 

Control Cable For 1VDO1CA, 1VD09YA, 
IVD09YB. 1VDIOYA, and 1VD10YB 

Control Cable For 1VD01 CA, 1VD09YA, 
1VD09YB, IVD10YA, and IVD1OYB 

Control Cable For 1VP01CA 

Control Cable For IVPO1CA 

Control Cable For 1VP01CA 

Control Cable For 1VPO1 CC 

Control Cable For 1VP01CC 

Control Cable For 1VP01CC 

Control Cable For 1VX04C 

Control Cable For 1VX04Y and 1VX05Y 

Control Cable For 1VX05C 

Control Cable For 1VX04Y and 1VX05Y 

Power Cable For 2AP05EE 

Control Cable For 2APO5EE 

Power Cable For 1AP05EP and 2AP05EJ 

Power Cable For 1AP05EP and 2APO5EJ 

Power Cable For IAP05EP and 2AP05EJ 

Power Cable For 1AP05EP and 2AP05EJ 

Power Cable For 1AP05EP and 2AP05EJ 

Power Cable For 1AP05EP and 2AP05EJ

BYRON ýpg
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TABLE 2.4-4 (Cont 'd)

Division 11/21 

Affected Equipment Equipment 
Equipment In Zone Description 

Fire Zone Number 3.3C-1

2AP93E 

2AP99E 

2VX05C

2AP586 

2DC242 

2DC244 

2DC242 

2DC244 

2VX044

Division 12/22 
Affected Equipment Equipment 
Equipment In Zone Description

Control Cable For 1AP05EP and 2AP05EJ 

Control Cable For 2AP99E and 2AP93E 

Control Cable For 2AP99E and 2AP93E 

Control Cable For 2AP99E and 2AP93E 

Control Cable For 2AP99E and 2AP93E 

Control Cable For 2VX05C
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