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Mr. Susan Reese 
SCE&G/Summer Nuclear Station 
Post Office Box 88 
Jenkinsville, S.C. 29065 

RE: Notice of Violation 
SCE&G/Summer Nuclear Station 
NPDES Permit SC0030856 
Fairfield County 

97-39-30856-405 

Dear Ms. Reese: 

A review of the discharge monitoring reports (DMRs) submitted 
to the Department for the June 1997 monitoring period has revealed 
the following violations: 

PIPE# PARAMETER DATE LIMIT DMR MAX/MIN 

007 01051 Lead, T. 06/30/1997 0.05 0.072 LCAV 
007 01051 Lead, T. 06/30/1997 0.05 0.088 LCMX 
014 00400 pH 06/30/1997 8.5 8.9 LCMX 

Please be aware that failure to comply with the conditions of 
the NPDES Permit is a violation of the Pollution Control Act, S.C. 
Code Ann. Section 48-l-10 et seq. (1987) and makes SCE&G subject to 
further enforcement action, which may include civil penalties as 
set forth in Section 48-I-330 of the Act. 

An explanation for the pH violation was submitted to the 
Department by letter dated June 26, 1997. The lead violation, 
however, was not explained. You are requested to submit a written 
response within ten (10) days of receipt of this notice. Your 
response should include an explanation for the lead violations 
cited above, and measures that have been or will be taken to ensure 
compliance with permit conditions. This response will not relieve 
SCE&G of responsibility for the violations cited. 

SOUTH CAROLINA DEPARTMENT OF HEALTH AND ENVIRONMENTAL CONTROL 
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If you have any questions concerning this notice, you may call 
me at (803) 734-5297. I will be glad to assist you. 

Sincerely, 

dilA.w@ "tid 
Sandra L. Hursey 
Environmental Quality Manager 
WaterPollutionEnforcementSection 
Bureau of Water 

cc: Central Midlands EQC District Office 
Bill Botts, Engineer, Industrial Wastewater 



Ms. Sandra Hursey 
Environmental Quality Manager 
Water Quality Assessments and 

Enforcement Division 
South Carolina Department of Health 

and Environmental Control 
2600 Bull Street 
Columbia, SC 29201 

Dear Ms. Hursey: 

June 26, 1997 
K-97-0130 

Subject: VIRGIL C. SUMMER NUCLEAR STATION 
MONTHLY DISCHARGE MONITORING REPORTS 
NPDES PERMITS NO. SC0030856 & SC0038407 (MON 3000-05) 

Enclosed are the Monthly Discharge Monitoring Reports (DMRs), with one (1) additional copy 
of each, submitted in accordance with the subject NPDES permits. These reports cover the 
period of May 1 to May 31, 1997. As a requirement of NPDES Permit No. SCOO30856, the 
results of the toxicity testing at Outfalls 001, 012. and 014 are also included. All parameters 
were within specification during the month. 

This letter aLso constitutes written notification on exceeding the permit discharge limit for pH at 
Outfall 014 on June 6. 1997. A sample collected and analyzed indicated a pH value of 8.90 
S.U. Telephone notification was made to the Central Midlands District Office on June 6, 1997. 
The cause of the noncompliance appears to have been due to a release of sodium nitrite from 
the Turbine Building Closed Cycle Cooling System. Telephone notification was made to the 
National Response Center on June 10, 1997. A written report was submitted to the 
Environmental Protection Agency in a letter dated June 13, 1997. The noncompliance nor the 
release of the sodium nitrite did not have any adverse impact on the environment since the 
discharge of Outfall 014 is diluted with approximately 532,000 gallons per minute as it 
discharges into Lake Monticello. 

Should you have any questions, please call Ms. Susan B. Reese at 3454591. 

Very truly yours, 

Stephen A. Byrne 

SBR:nkk 
Enclosures 

c: R. J. White 
L. M. Ragsdale (SCDHEC) 
RTS (MON 3000, CER 970550) 
G. A. Montondo (P40) 
NRC Resident Inspector 

(w/o enclosures) 
(w/o enclosures) 
(w/o enclosures) 

J. W. Preston (175) 
W. F. Bacon 
DMS (RC-97-0130) 
File (818.03-l 1, 818.05) 

NUCLEAR EXCELLENCE - A SUMMER TRADITION! 



August 15, 1997 
RC-97-0169 

Ms. Sandra L. Hursey 
Environmental Quality Manager 
Water Pollution Enforcement Section 
Bureau of Water 
S. C. Department of Health and Environmental Control 
2600 Bull Street 
Columbia, SC 29201 

Dear Ms. Hursey: 

Subject: VIRGIL C. SUMMER NUCLEAR STATION 
NPDES PERMIT NO. SC0030856 
RESPONSE TO NOTICE OF VIOLATION (EPA 970004) 

This letter is in response to a Notice of Violation received from your office dated August 
6, 1997. The Notice of Violation was issued due to Outfall 007 exceeding the permit 
limit for lead. 

The cause for the lead exceedance was due to higher than normal lead concentrations 
of effluent flowing into Outfall 007 from the Battery Room sump. The capacity of the 
sump is approximately 200 gallons. When the high level switch is triggered, the sump 
pumps approximately 150 gallons of effluent. Water entering this sump is 
condensation from the chiller units located above and in adjacent rooms to the Battery 
Room Sump. 

The chiller units were installed in the plant prior to the initial startup of the plant. They 
are believed to contain lead-based solder. This solder may have been used to weld 
the copper tubes in the cooling units. The heavy amount of condensation only occurs 
when the chiller units are heavily operated during high heat conditions. The amount of 
condensation entering Outfall 007 normally is very minimal. 

Outfall 007 is an internal outfall that discharges into NPDES Outfall 001. Outfall 001 
has a normal flow of approximately 530,000 gallons per minute. Outfall 007 has a 
capacity of 100,000 gallons and is discharged on an infrequent basis (usually once per 
week). Based on the dilution from Outfall 001, the lead concentrations of 0.072 mgll 
daily average and 0.088 mg/l daily average at Outfall 007 would be negligible at the 
final discharge point to Lake Monticello. Therefore the environmental impact to Lake 
Monticello was very minimal. Currently, corrective actions are being evaluated to 
ensure compliance with the permit limit. 
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Ms. Sandra Hursey 
EPA 970004 
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Should you have any questions, please call Ms. Susan B. Reese at 345-4591. 

Very truly yours, 

&a2 LkL..4c 

Stephen A. Byrne 

sbr 

c: W. F. Bacon 
R. J. White 
G. A. Montondo 
J. W. Preston 
NRC Resident Inspector 
RTS (EPA 970004) 
DMS (R&97-0169) 

~@5K(:tggx$55.7~~~ : 

NUCLEAR EXCELLENCE-A SUMMER TRADITION! 



NL-102 
ATTACHMENT IV 
REVISION 18 

COMPLETION FORM 

RTS # EPA 970004 ISSUE MANAGER: Susan B. Reese 

TITLE I SUBJECT: Notice of Violation NPDES Permit No. SC0030856 - pH and Lead 

Date Actions Completed: 8/l 5197 

* POSITION/STATUS: In a letter dated Auqust 6, 1997, SCDHEC issued a Notice of 
Violation for Lead exceedinq the permit limit of 0.050 ma/l at Outfall 007 and pH 
exceedinq the permit limit of 8.5 S.U. The letter requested an explanation for the Lead 
violation bv Auqust 21, 1997. The letter stated that the pH violation had been 
addressed in a letter dated June 26, 1997 and that no further explanation was required. 
A letter dated Auqust 15, 1997, was submitted to SCDHEC explaininq the cause and 
corrective actions for the Lead violation at Outfall 007. The cause was determined to 
be due to hiqher than normal lead concentrations of effluent flowinq into Outfall 007 
from the Battery Room sump. The environmental impact of the noncompliance was 
minimal since Outfall 007 is an internal outfall that discharqes into Outfall 001. Outfall 
001 has a normal flow of approximatelv 530,000 aallons per minute. SCDHEC did not 
respond to the letter submitted on Auqust 15. 1997. NPDES Permit No. SC0030856 
has been renewed with an effective date of October 1, 1997. In the newlv issued 
permit, Lead is no lonqer required to be monitored at Outfall 007. There is no further 
action required of this permit, therefore it may be closed. 

Issue Manager 

* Attach additional pages as necessary. 

I&u te: 
Copier 
RTS 

I-- 
Issue Mgr 
File No: 

lnifal cc: 
cc: 

A ..&//-4f cc: 
M d--I/-,“/?? cc: 
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