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Introduction 

"* PSA assesses the NPP by determining the frequency and 
consequences of initiating events and subsequent 
mitigating system success and failures 

"* Need to analyse the plant in an integrated fashion which 
identifies plant vulnerabilities 

"• AECL applies PSA as input to design decisions on plant 
safety



PSA 
Scope 

• Level Zero- Reliability analyses of individual systems 
(e.g.. SDS1, SDS2, ECC, and Containment) 

• Level 1- Determination of the summed severe core 
damage frequency inside containment 

• Level 2- Determination of summed frequencies and 
magnitude of release at the containment boundary (usually 

Sreferred to as "Source Term") 

• Level 3 - PSA - Determination of frequencies of human 
(early and late fatalities ) and environmental damage 
(land & air contamination)
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Mini PSA

• Objective was to assess the CANDU 3 conceptual design to confirm 
whether PSA targets will be met during the detailed design phase.  
Identify design improvements early, due to the tight construction 
schedule 

° Selected accident sequences were assessed based on previous PSA 
work [ safety design matrices] 

• High level fault trees prepared for selected CANDU systems 
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Conceptual PSA 
"* Applied to CANDU 3 and CANDU 9 to assess the conceptual 

designs, to confirm configuration for the detailed design phase 
"• About 20 internal initiating events were selected when the plant is at 

100% full power and shutdown state 
"• Large event trees and high level (small) fault trees 
"• Derived summed severe core damage frequency to see if EPRI 

ALWR Level 1 PSA targets are met 
"• Reliability data: 

"• hardware component data was based on OPG operating 
experience.  

"* human reliability data was based on the simple Safety Design 
Matrix HRA model 

"* Identified design improvements and confirmed design configuration 
and support system interfaces



Detailed PSA 

Detailed PSAs have been or are being prepared for CANDU 6 plants under 
construction, specifically Wolsong 2,3, & 4 and Qinshan CANDU 1&2 

"* These are Level 1 + PSAs for internal events 
"* Small event trees and large fault trees 
"* Tools: CAFTA suite of codes from SAIC in the USA 
"* Reliability Data: 

"* component data from DARA 
"• human data based on diagnosis model: MCR and EOPs are not available 

during plant construction 
"* PSA targets: 

"• special safety system unavailability 

"• individual sequence and summed severe core damage frequency 
"• frequency vs. dose limits for design basis events



Generic PSA 

"* Generic PSA started in April 1998 with the purpose of 
"* strengthening AECL's line of PSA products and 

"• identifying cost effective design and procedural enhancements 
"* Level 1 PSA Enhancements 

"• improved human reliability modeling 
"• common cause failure analysis 

"• External Events 

* seismic 

° fire 

e floods 
"• Level 2 PSA 

e severe core damage analysis with MAAP4 CANDU selected as 
the primary tool



Common Cause Failure Analysis 

CCFs are dependent failures which compromise the purpose of 
diversity & redundancies, e.g.  
"* defective manufacturing process 
"* component design errors 
• harsh environment (smoke, high temperature, humidity) 
"• inadequate test, operating or maintenance procedures 
"* human errors 
• external hazards (RFI/EMI) 

• For CANDU 6 PSA, UPM approach (partial beta model is being 
used) 
"* allows P3 factors to be assigned based on design assessment 
"• quantitative aspects from historical data of PWRs in US & Europe



Why UPM? 

"* CANDU CCF data has not been collected 
0 extent of generic data applicability and availability for CANDU 

components and configurations is an issue 
"• UPM criteria can fulfill a design audit role, providing designers with 

an indication of best practices and their quantitative impact.



Example - Separation

Components 

Components 

Components 

Components 

Components

in same room 

separated by barrier 

in adjacent rooms 

in non-adjacent rooms 

in separate buildings

Decreasing partial beta-factor

I



Generic Seismic PSA Approach 

* Determination of seismic hazard at the site (calculation of frequency 

of earthquakes of various size and type of motion).  

* Evaluation of seismic local ground motion and building motion.  

o Responses of plant systems and components, spatial interactions, plant 
configuration (seismic walkdown).  

o Fragility analysis of components and structures.  

o Plant systems analysis and human reliability analysis.  

o Accident sequence quantification.  

o Uncertainty and sensitivity analyses.  
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• Seismic Margin Assessment - Background 

e Initially EPRI proposed Seismic PSA for ALWRs with an envelope 
hazard for accident sites 

* NRC did not agree with proposed hazard 

* EPRI proposed SMA (success path- address components which need 
to survive after seismic for a safe & stable shutdown) 

"* NRC's existing methodology for SMA was based on analysis of three 
events (Loss of offsite power, loss of all feedwater & small LOCA) 

"* NRC did not accept EPRI's SMA since it did not provide detailed 
insights re equipment failure, human errors, CCFs etc) 

"* Subsequently, NRC recommended PSA based SMA (SECY 93-87)



Acceptance of Seismic Margin Assessment 

e half the IPEEE submittals to NRC are Seismic PSA; 
the other half are SMA 

"* PSA based SMA performed for new (ALWR type) designs: 

- KNGR (0.5 g plant HCLPF for a 0.3g DBE site) 

- AP600 

-EUR 

"* AECB also indicated that SMA is preferred to seismic PSA 

"* SECY 93-87 covers PSA based SMA 
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Generic Flooding PSA Approach 

, Identify Potential Significant Flooding Sources and Related Areas 
* Estimate Flooding Frequency: Pipe/Valve, Expansion Joint, Tanks (WASH

1400, Generic Failure Data) 
e -Identify PSA-Credited Equipment in the Areas of Concern 
0 Evaluate Flood Growth and Flood Propagation: Flood Flow Rate, Floodable 

Volume, Flood Barrier, etc.  
0 Develop Flood Scenarios Considering Flood Protection Design Features and 

Operator Intervention 
* Estimate CCDP for Each Flood Scenarios 
* Estimate CDF Combining the Flood Scenario Frequency and CCDP 
* Sensitivity Analysis and Insights for Risk Management 

•j&.-4
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Generic Fire PSA Approach 

• Identify Potential Significant Fire Areas 
* Identify Ignition Sources : FHA and/or C-6 Equipment Data Base 
S•Estimate Fire Frequency: CANDU Fire Data Base 
"• Identify PSA-Credited Equipment: C-6 Equipment Data Base and 

Train/Channel Based Assumption for the Cables 
"• Evaluate Fire Growth and Propagation: COMPBRN IlIe or hand 

calculation 
"* Develop Fire Scenarios Including Fire Detection and Suppression 

Probability 
"• Estimate CCDP for Each Fire Scenarios 
• Estimate CDF Combining the Fire Scenario Frequency and CCDP 
• Sensitivity Analysis and Insights for Risk Management



;• •:• MAAP4 CANDU for CANDU 6 

* Code capabilities 

* CANDU 6 Plant 

- Single C6 containment 

- In-containment dousing tank and spray 

- PHTS ( core heatup, Two figure of 8 loop) 

- Four individual Steam Generators, Pressurizer, Calandria 
Vessel 

- HP, MP and LP ECC 

- End-shield cooling 

- Reactor vault



.MAAP4 CANDU: Preliminary Results for 
"CANDU 6 

* Station Blackout Scenario 

"* Loss of Class IV and subsequent loss of all onsite standby 
Electric Power Supplies 

"" Emergency Electric Power Supply not credited 

"* Reactor shut down 

"* ECCs ( HPI, MPI and LPI) unavailable 

"* Containment dousing spray and LACs unavailable 

"* Main and Auxiliary Feedwater systems unavailable 

"* Emergency Water Supply system unavailable 

"* Moderator and Endshield Cooling systems unavailable 

"* No credit for operator interventions
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Summary of SBO data ( preliminary, hours)

First opening of MSSV 

SG secondary side dry 

LRV first opening 

At least one channel dry 

CV rupture disk 1 opens 

PT and CT rupture 

Containment failure by press. increase 

CV failure 

RV floor by corium/concrete interaction

0.13h 
2.2h 

2.4h 

4.2 h 

5.5 h 

8.6h 

39.2 h 

61 h 

129.4 h

S 

0 

0 

S 

S 

0 

S 

S

\71
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Conclusion 
* Depending on the objectives and state of plant design, PSA can been 

used as a cost effective design tool to: 
"• identify design improvements 
"• confirm design configuration and support system interfaces 

• PSA can be used as support for operation 
"• Technical specification chapter of safety reports ( OP& P and 

impairment manuals) 
"* Input to emergency operation procedures 
"* Maintenance strategy
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Abstract 

Analytical and experimental studies have shown that the separately cooled moderator in a CANDU 
reactor provides an effective heat sink in the event of a loss-of-coolant accident (LOCA) 
accompanied by total failure of the emergency core cooling system (ECCS). The moderator heat 
sink prevents fuel melting and maintains the integrity of the fuel channels, therefore terminating 
this severe accident short of severe core damage.  

Nevertheless, there is a probability, however low, that the moderator heat sink could fail in such an 
accident. The pioneering work of Rogers (1984) for such a severe accident using simplified 
models showed that the fuel channels would fail and a bed of dry, solid debris would be formed at 
the bottom of the calandria which would heat up and eventually melt. However, the molten pool of 
core material would be retained in the calandria vessel, cooled by the independently cooled 
shield-tank water, and would eventually resolidify. Thus, the calandria vessel would act inherently 
as a "core-catcher" as long as the shield tank integrity is maintained.  

The present paper reviews subsequent work on the damage to a CANDU core under severe 
accident conditions and describes an empirically based mechanistic model of this process. It is 
shown that, for such severe accident sequences in a CANDU reactor, the end state following core 
disassembly consists of a porous bed of dry solid, coarse debris, irrespective of the initiating event 
and the core disassembly process.  
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The paper describes an improved model for the subsequent heat-up of the debris bed which includes all the significant mechanisms that may affect the thermal behaviour of the debris, the paper also describes a detailed model for the thermal behaviour of the molten pool that might form by eventual melting of the solid debris bed which takes into account internal heat generation and buoyancy-driven circulation in the pool, the formation of solidified crusts on the upper and lower surfaces of the pool, heat generation in the crusts, radiation from the upper crust and radiation absorption, emission and transmission in the steam over the pool, as well as the natural convection and nucleate boiling processes of the shield-tank water on the outer surfaces of the calandria vessel.  
Application of these models to a dominant-frequency severe accident sequence in a CANDU 6 reactor is described. Results for reference conditions for the thermal transient in the debris bed show that its heat-up is relatively slow, with melting in the interior of the bed beginning about two hours after heat-up begins. However, the upper and lower surfaces of the debris remain well below the melting point and heat fluxes to the shield-tank water are well below critical heat fluxes for the existing conditions. The calandria vessel remains well-cooled and retains its integrity throughout the transient. No steam explosion is expected. Sensitivity studies in which important parameters are varied over wide ranges yield the same conclusions, with the results indicating that, for larger 

pore sizes, melting of the debris may not even occur.  
Resuls for the thermal behaviour of the potential subsequent molten pool show that the calandria vessel wall is protected by a thick solid crust below the pool which grows with time. Calandria wall temperatures and heat fluxes to the shield-tank water ensure that the calandria vessel will maintain its integrity in this phase of the transient also.  
Again, sensitivity studies varying the important parameters confirm the general validity of this result. An energy balance suggests that there might not be sufficient energy available to form a coherent pool; transient melting and relocation of molten material could result in a geometry of re-solidified material that would be cooled effectively by the shield tank water. Should the shield-tank water eventually boil off the calandria vessel will fail by melt-through, but this will not occur in less than a day, giving the operators adequate time for intervention, such as providing water from emergency supplies to the shield tank. The calandria then will retain the resolidifying 
core indefinitely.  
Contributors to the predicted effectiveness of cooling of a degraded core in a CANDU, in addition to the inherent heat sinks provided by the separate moderator and the shield tank water, are the low power density (about 15.6 MW/Mg of fuel in a CANDU 6, based on the design power) and the extensive dispersion of the debris in the calandria resulting in a shallow molten pool depth of about 1 metre maximum and about 0.65 metre average for the reference case. These factors help to explain the different predicted behaviour of a degraded CANDU core relative to that of an LWR in 
typical melt-progression scenarios.  
The results of this work confirm and provide more confidence in the conclusions of the early studies that the calandria vessel will retain its integrity in severe accidents in a CANDU reactor and will contain a disassembled or partially molten core for a long period without operator intervention, 
thus acting as an effective core-catcher.  
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R6sum6 

Des 6tudes analytiques et exp~rimentales ont d6montr6 que le mod~rateur refroidi sdpar~ment dans un 
r~acteur CANDU assure une source froide efficace en cas d'accident de perte de caloporteur (LOCA) 
accompagn6 d'une d6faillance totale du syst~me de refroidissement d'urgence du coeur (SRUC). La source 
froide assur~e par le mod~rateur emp&che la fusion du combustible et maintient l'intdgrit6 des canaux de 
combustible, mettant ainsi un terme A ce grave accident, avant que de graves dommages soient causds au 
coeur.  

I! y a cependant une possibilit6, quoique faible, de perte de la source froide assur6e par le mod&ateur lors de 
ce genre d'accidenL Les travaux de recherche, alors totalement nouveaux, entrepris par Rogers (1984) sur ce 
type d'accident grave avaient d6montr6, A l'aide de modules simplifids, qu'il y aurait d6faillance des canaux 
de combustible et qu'une couche de d6bris solides et secs se formerait au fond de ]a cuve, qui surchaufferait 
et finirait par fondre. Cependant, la masse de d6bris fondus serait retenue dans la cuve, refroidie par 1'eau de 
la cuve de protection refroidie ind~pendamment, et pourrait se solidifier de nouveau. Ainsi, la cuve agirait 
comme un ccollecteur de d6bris du coeur>>, tant que l'int6grit6 de ]a cuve de protection serait maintenue.  

Le pr6sent document examine les travaux effectu6s par la suite sur les dommages caus6s A un coeur CANDU 
dans le cas d'accident grave et d~crit un module mecaniste empirique du processus. II est d6montr6 que, pour 
de telles s6quences d'accidents graves dans un rdacteur CANDU, on trouve apr~s la dislocation du coeur une 
couche poreuse de dabris secs, solides et granuleux, quels que soient 1'6v6nement initiateur et le processus de 
dislocation du coeur.  
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NOMENCLATURE

dp average pore size in debris bed 

FB radiation interchange factor in debris bed 

Fc factor to allow for thermal resistance of contacts between fragments in debris bed 

kB effective thermal conductivity of solid debris bed 

kg effective thermal conductivity of steam-filled pores in debris bed 

km weighted thermal conductivity of solid mterials in debris bed 

ks thermal conductivity of heavy water steam 

Ld maximum depth of molten pool 

p porosity of debris bed 

Qzr[i] heat generation rate from Zircaloy-steam reaction in node i 

qv actual time-dependent core-average volumetric heat source in fuel material or average 
volumetric heat source in molten pool 

qvB effective volumetric heat source in debris bed allowing for dilution effect of non-fuel 
material and for porosity of debris bed 

q" heat flux to shield-tank water 

qd'" heat flux from molten pool to curved lower surface 

qu" heat flux from molten pool to flat upper surface 

R calandria vessel inner radius 

T absolute temperature 

t time or crust thickness 

Vu volume of U0 2 in debris bed 

Vz volume of ZrO2 and/or Zr in debris bed 

V[i] total volume of node i in debris bed 

w half-width of molten pool surface 

z position in debris bed measured from top surface 

z average depth of molten pool 

caB effective thermal diffusivity of debris bed 

EB emissivity of debris bed material 

Ev porosity of debris bed 

0 half-angle at calandria centre-line subtended by molten pool surface 

Y Stefan-Boltzmann constant 
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Subscripts 

bot bottom surface of solid debris bed 
cadi inner surface of calandria wall under molten pool 
cai inner surface of calandria wall above molten pool 
cbi inner surface of calandria wall under debris 

cbo outer surface of calandria wall under debris 

crd lower crust 

crdm minimum thickness point on lower crust 

cru upper crust 

cti inner surface of calandria wall above debris 
cto outer surface of calandria wall above debris 
d lower surface of molten pool 

m maximum 

max maximum 

top top surface of solid debris bed 
u upper surface of molten pool 
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1. INTRODUCTION 

This paper describes the behaviour of CANDU reactor cores in severe accidents involving core 

disassembly. However, first, the design characteristics of CANDU relevant to severe accidents 

are described (Snell et al, (1990)).  

1.1 CANDU Design Characteristics 

CANDU is a horizontal pressure-tube reactor, with the fuel bundles locited inside several 

hundred 10.5-cm diameter, 0.48-cm thick pressure tubes1 . Twelve 0.5 mr-ong fuel bundles 

reside within each pressure-tube. The 37-element fuel bundle is in close proximity to the 

pressure tube, separated from it by means of 1.1-mm high bearing pads on the outer fuel 

elements. The heavy-water coolant flows over and through the fuel bundles and is contained by 

the pressure tubes within the core (Figure 1).  

Since the pressure tube operates at approximately the coolant temperature (-300°QC), it is 

thermally insulated during normal operation from the heavy water moderator (--65°C) by the 

carbon-dioxide-filled annulus formed between the concentric pressure tube and calandria tube.  

The calandria tube forms the outer boundary between the gas and the moderator (Figure 1, inset).  

The assembly of fuel, pressure tube, gas annulus and calandria tube is collectively called the fuel 

channel. The total radial distance between the outer elements of the fuel bundle and the 

moderator is 1.5 cm.  

The zirconium-niobium pressure tube is joined to a stainless-steel end fitting at each end by a 

rolled joint; the tube material is forced into grooves in the end fitting by rolling from the inside 

of the pressure-tube during initial installation. The end fitting provides biological shielding to 

allow access to the reactor vault when the reactor is shut down; permits fuel to be removed and 

replaced on power by an automatic fuelling machine; and provides a connection to the coolant 

supply and return pipes (feeders) at each end of the channel (Figure 2).  

All large pipes in the CANDU Reactor Coolant System (RCS) are above the core. They consist 

of headers, or collectors, to which each channel is connected via a 6-cm to 8-cm diameter inlet 

and outlet feeder pipe; plus pump suction and discharge piping and steam generator inlet and 

outlet piping. A large break in one of these pipes would cause rapid voiding of the pressure 

tubes. As with other water-reactor designs, the emergency core cooling (ECC) system provides 

high-pressure injection of water to refill the core. In CANDU, ECC water is supplied to all the 

reactor headers.  

The heavy-water moderator is contained within a low-pressure tank, called the calandria 

(Figure 1). During normal operation, about 4.4% of the thermal output of the core is deposited 

in the moderator, a small amount by heat transfer from the channels, but mostly by direct 

deposition from the slowing down of neutrons and by fission gamma rays. This heat is removed 

via dedicated external moderator heat exchangers; external pumps circulate the moderator 

Unless otherwise specified, specific numerical values refer to the CANDU 9 reactor.  

However, the relationships between the values and the conclusions are generic to all 
CANDUs.  

952255120 
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through the heat exchangers and provide momentum to mix the moderator within the calandria.  They are powered by normal electrical power (Class IV), backed up by emergency diesel power 
(Class III) when required.  

1.2 Role of Moderator and Shield Tank in Severe Accidents 

This paper uses the following definitions: 
A severe accident is one in which the fuel heat is not removed by either the RCS coolant or 
by the ECCS water.  
Severe core damage is a severe accident in which the core structural integrity is lost.  

Because of the heat removal capability of the moderator, a severe accident does not necessarily lead to severe core damage; and because of the heat removal capability of the shield tank, severe core damage does not necessarily lead to calandria vessel melt-through, as will be established 
later.  
The moderator role as an emergency heat sink for the fuel in a severe accident is discussed below. In this role, its active heat removal capability is enough to continuously remove all fuel decay heat following 15 seconds after reactor shutdown. The moderator volume per unit thermal power is typically 8 litres/kW(th) at 1% decay power, or enough to absorb (through heat-up and boil-off) over 5 hours2 of decay heat from the fuel, assuming no heat removal from the moderator fluid (Snell et al (1990), Hart et al (1994)).  
The calandria vessel is in turn contained within a shield tank (or calandria vault), which provides biological shielding during normal operation and maintenance (Figure 3). It is a large steel or concrete tank filled with ordinary water. During normal operation, about 0.4% of the thermal output of the core is deposited in the shield tank and end shields, through heat transfer from the calandiia structure and fission heating. This heat is removed via the end shield cooling system, 
consisting of pumps and heat exchangers.  
The shield tank's role as an emergency heat sink for the fuel in a severe core damage accident is discussed below. In this role, its active heat removal capability is enough to continuously remove all fuel decay heat a few days after reactor shutdown. The shield tank volume per unit thermal power is typically 16 litres/kW(th) at 1% decay power, or enough to absorb (through heat-up and boil-off) more then 10 hours2 of decay heat from the fuel, assuming no heat 
removal from the shield tank water.  

2 These times are intended to show total heat capacities only. The actual times to lose all 
liquids will be shorter because of rapid expulsion of liquid as bulk boiling begins in the moderator and in the shield tank water (Rogers, 1984b and 1984c).
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Table 1 
Capabilities of Moderator and Shield Tank in Severe Accidents

System Continuous Heat Liquid Volume per Unit Time to Heat Up and 
Removal Capability Thermal Power at Decay Boil off All By Fuel 

(% full thermal Power Decay Power, No 
reactor power) Heat Removal2 

Moderator 4.4% 8 litres/kW @ 1% > 5 hours 
Shield tank 0.4% 16 litres/kW @ 1% >10 hours 

32 litres/kW @ 0.5% > 20 hours 
The moderator and shield tank are inherent heat sinks, in the sense that they are essential to the 
reactor design and the water inventory is always available. CANDU has in addition a number of 
heat removal systems designed to remove decay heat under normal shutdown conditions or in 
accidents, as follows: 

1.3 Heat Removal from an Intact RCS 

The main feedwater system provides feedwater flow to the steam generators during power 
operation and at decay power. It is supplemented by the auxiliary steam generator feedwater 
pump, which provides decay heat removal capability in normal shutdown conditions and in 
accidents such as failure of the main feedwater system or loss of Class IV power. Both main and 
auxiliary feedwater pumps draw on the Group 1 water supplies3. The auxiliary steam generator 
feedwater pump is supplied with Group 1 Class III electrical power in some operating CANDUs; 
in others it has a dedicated diesel drive.  
In addition, the shutdown cooling system is provided for normal shutdown heat removal (as an 
alternative to the steam generators) and for cooldown below 100*C. It can operate in 
emergencies at full RCS temperature and pressure, and can therefore be used as an emergency 
heat sink from hot, shutdown, full-pressure conditions, should the steam generators be 
unavailable.  

The third means of heat removal is the emergency water system (EWS), seismically qualified 
to remove heat after a Design Basis Earthquake.- It provides a supply of water to the boilers 
independent of the normal and auxiliary feedwater. Since it is sized to remove decay heat 

3 Modem CANDUs divide safety-related systems into two Groups. Each is capable, by 
itself, of shutting down the plant, removing decay heat, preventing the release of 
radioactivity, and monitoring the plant status. Group 1 consists largely of systems used in 
normal operation, plus two of the special safety systems, usually Shutdown System #1 (see 
Section 1.5) and the Emergency Core Cooling System. It is supplied by Group 1 Class IV 
power, backed up by diesel-generated Class lfl power, and Group 1 water. Group 2 
consists of the other two special safety systems, Shutdown System #2 (see Section 1.5) and 
Containment. It includes sources of seismriically-qualified Group 2 power (using separate 
diesels from Group 1) and seismically qualified water (using separate supplies from 
Group 1).  

952255/121) 
AECL Repors 
96AW 1I 

kit



4

shortly after shutdown, it can also be used as an emergency heat sink should normal and 
auxiliary feedwater, and the shutdown cooling system, all be unavailable. It is supplied by 
Group 2 electrical power and water. In currently operating CANDUs, the steam generators must 
be depressurized prior to initiating EWS; in the CANDU 3 and CANDU 9 designs, the EWS has 
evolved to a complete Group 2 feedwater system, and operates at full secondary side pressure.  

1.4 Heat Removal for a Loss-of-Coolant Accident 

An emergency core cooling system refills the headers, and thence the fuel channels following a 
loss-of-coolant accident (LOCA). To ensure that injection for small breaks is not blocked by 
high RCS pressure, the main steam safety valves on the main steam lines are opened on a LOCA 
signal. They are sized to cool down the steam generator secondary side, thereby depressurizing 
the RCS. Emergency coolant injection in the long term uses recovered water from the reactor 
building sump. Heat sinks for LOCA include the ECCS heat exchangers, the steam generators, 
and containment air coolers, the proportion of heat removed by each mechanism depends on the 
break size. For very small breaks, the shutdown cooling system can also be used.  

1.5 Reactor Shutdown 

For the normal, emergency and severe accident heat sinks to be effective, the reactor must be 
shut down. CANDUs have three means of so doing. The normal control system, consisting of 
absorber rods and light-water zone controllers in the moderator, is capable of shutting the reactor 
down for most operational transients and accidents, the major exceptions being large LOCAs and 
some faults in the control system itself.  
In addition, there are two independent, dedicated shutdown systems. Shutdown system #1 
consists of about 30 gravity-operated, spring-assisted absorber (shutoff) rods, and shutdown 
system #2 consists of 8 nozzles which inject liquid gadolinium nitrate, at high pressure, into the 
moderator. Each system is, independently, fully capable of shutting down the reactor for all 
accidents. Each system has its own detectors, amplifiers, relays, logic, and actuating 
mechanisms, and is independent of the control system and of the other shutdown system.  
Because the shutoff mechanisms are inserted into the low-pressure liquid moderator, they can 
respond very quickly to an accident.  
The trip parameters on each system are chosen to provide redundant coverage, where practical, 
for every accident in the design/licensing set. The provision of dual-independent shutdown 
systems means that Anticipated Transients Without Scram, as well as accidents without scram, 
are low enough in probability that they can be ignored for design purposes, as they are a 
negligible contribution to total risk.  

2. REVIEW OF EARLIER RELATED STUDIES 

An event sequence in which the fuel heat is not removed by coolant in the primary heat transport 
system (PHTS) represents an important type of severe accident (Snell, et al (1990)). In most 
reactor designs other than the CANDU, this event sequence would result in a core melt.  
However, in a CANDU reactor, the separately cooled moderator provides a potential heat sink in 
the event of a LOCA accompanied by failure of the emergency coolant injection system (ECIS).
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Analytical and experimental investigations were undertaken in the late 1970s and the early 1980s 
on the consequences of a failure of the ECIS following a large LOCA, to determine the 
effectiveness of the moderator as a heat sink. These studies showed that there would be no 
melting of the fuel in such an accident (Rogers (1979); Gordon & Blahnik (1982); Meneley & 
Hancox (1982); Brown et al (1984); Rogers & Currie (1984a); Howieson (1986); Snell et al 
(1990)). Although some fuel damage and pressure tube distortion would occur, pressure tube 
integrity would be maintained and releases of radioactive material to the environment would be 
within licensing limits, taking into account the expected performance of the containment in such 
an accident (Snell et al (1990)). An up-date of work in this area is presented by Sanderson et al 
(1995). The effectiveness of the moderator as in inherent back-up heat sink, together with the 
use of redundant shut-down systems, contributes to the low frequency of severe core damage 
calculated in probabilistic risk assessments of the CANDU, in the range of 4.0 to 4.6 x 10-6 per 
reactor-year (Darlington (1987); Snell et al (1990); Allen et al (1990)).  

2.1 Studies for the Atomic Energy Control Board 

Nevertheless, there is a probability, however low (Allen et al (1990)), that the moderator heat 
sink would be ineffective in such an accident because of failure of the moderator cooling system, 
which could occur by events such as loss of moderator heat exchanger service water, loss of 
moderator flow or failure of moderator system piping. Analytical work was undertaken by 
Rogers in 1980 on behalf of the Atomic Energy Control Board, the regulatory agency in Canada, 
on the consequences of the failure of the moderator cooling system following a large LOCA 
accorripanied by loss of emergency coolant injection (LOECI) in a Bruce-A reactor unit. This 
accident sequence was selected arbitrarily and not as the result of a probabilistic risk assessment.  
The results of this work (Rogers (1984b); Rogers (1984c); Snell et al (1988); Snell et al (1990)) 
indicated that core disintegrationwould occur because of failure of fuel channels uncovered by 
expulsion and boil-off of the moderator and that a quenched bed of coarse, solid debris would 
occupy the bottom of the calandria as the last of the moderator was lost from the calandria. The 
study found that the debris bed would heat up and eventually melt, some 2 to 2 1/2 hours after 
the start of the accident, with a solid crust forming between the molten debris pool and te 
calandria wall. The calandria wall, being protected by the solid crust and well cooled by the 
surrounding shield-tank water (cooled in turn by its own separate cooling system) would 
maintain its structural integrity. The molten pool of core material would be contained within the 
calandria vessel and would eventually solidify. The calandria vessel thus would act as an 
inherent core-catcher in a severe accident of this type in a CANDU reactor (Rogers (1984c)), 
provided that shield tank cooling were maintained. The study also showed that containment 
structural integrity would be maintained in this accident sequence.  

2.2 Level-2 PRA Study of CANDU 6 

In a later level-2 PRA for a CANDU 6 reactor, a severe accident sequence representative of a 
dominant-frequency category called "late core disassembly" (LCD) was evaluated (Howieson, et 
al (1988); Allen et al (1990)). The surmmed frequency of all event sequences in this category for 
a CANDU 6 was found to be about 5.2 x 10-7. This evaluation, incorporating some of the same 
computational models used in the study for the AECB, considered a loss of service water with a
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consequential loss of Class IV power, which causes a loss of feedwater as well as loss of
moderator cooling and shield-tank cooling, among other effects. This event eventually leads to 
the loss of primary coolant through the liquid relief valves and consequent degraded cooling of 
the fuel and overheating and straining of the pressure tubes, causing some of them to fail.  
Resulting blow-down of the PHTS results in a drop of pressure which initiates the high-pressure 
stage of emergency cooling; these events remove stored energy in the fuel and pressure tubes and 
other components of the PHTS. The fuel and pressure tubes begin to heat up again because of 
fuel decay heat and, as the temperatures reach higher levels, the oxidation of Zircaloy. Heat is 
transferred to the moderator but the moderator, lacking cooling, boils off slowly since the decay 
power is relatively low at this time (1-2 hours after reactor shutdown). Pressure tubes fail as fuel 
channels are uncovered by the moderator boil-off and once again a coarse solid debris bed is 
formed in the bottom of the calandria. The debris bed heats up and eventually melts but again a 
crust protects the calandria wall which continues well-cooled as long as water remains in the 
shield tank. The study showed that it will take about 25 hours for the shield tank water to boil 
down to the level of the debris bed, at which time the calandria vessel would be expected to fail.  
However, obviously there is considerable time for remedial action such as restoring the 
shield-tank cooling system or arranging temporary water suIpplies to quench the debris bed or to 
refill the shield tank. Such actions enable the calandria vessel again to act as a core catcher. A 
detailed description of this accident sequence is also given by Dick etal (1990).  

2.3 MA.AP-CANDU Analysis of Darlington NGS 

More recently, Blahnik et al (1993) presented the results of an analysis of the response of a 
Darlington CANDU unit to the loss of all heat sinks resulting from the loss of electric power, 
using the MAAP-CANDU computer code (Blahnik et al (1991)). Since the accident sequence 
evaluated by Howieson et al (1988) and Allen et al (1990) also involved a loss of electric power 
and loss of heat sinks, it is not surprising that the predicted subsequent behaviour in this, accident 
sequence is quite similar to that described in the earlier study. Once again a coarse solid debris 
bed is formed in the bottom of the calandria vessel which, in this case, dries out in about 14 
hours. The debris bed heats up and forms a molten pool separated from the calandria wall by a 
solid crust, since the calandria is still cooled by the shield-tank water. In this case, calandria 
cooling by the shield-tank water is suddenly lost at about 27 hours by rupture of a shield-tank 
seam from over-pressurization resulting from the incapacity of the shield-tank relief valves to 
relieve the steam generated by boiling of the shield-tank water. This event leads quickly to 
calandria wall failure. However, once again considerable time is available for operator 
intervention, which determines the actual outcome of this accident sequence. Restoration of the 
shield tank cooling system or provision of temporary water supplies to the shield tank within 27 
hours of the start of the accident sequence are sufficient to permit the calandria vessel to act as 
an effective core catcher.  

For these three accident sequences the behaviour of the fuel channels is well understood up to 
and including the point of channel failure. Extensive experimental data are available, covering a 
wide range of accident conditions, and well-validated analytical models have been developed.  
See Urbanic (1977), Muzumdar (1982), Rogers and Currie (1982), Muzumdar et al (1983),
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Brown et al (1984), Hadaller et al (1984), Lau and Blahnik (1984), Akalin et al (1985), Kohn et 
al (1985), Locke et al (1985), Rosinger et al (1985), Amrouni et al (1986), Gulshani and So 
(1986), Luxat and Rance (1987), Prater and Courtright (1987), Snell et al (1988).  

Subsequent channel disassembly is less well understood because the research emphasis in 
Canada is on preventing channel failure and subsequent propagation of failure. For examples of 
relevant work, see Rogers (1984b), Rogers (1984c), Dick et al (1990), Blahnik et al (1991) and 
Blahnik et al (1993). Nevertheless, logical arguments can be advanced to define an end-state for 
the'core disassembly process, whatever the details of the processes to reach that end-state. These 
arguments are presented in the next section of this paper.  

3. CANDU CORE DISASSEMBLY AND FORMATION OF DEBRIS 

At decay power levels CANDU fuel channels will disassemble only if they are uncovered by 
loss of the heavy water moderator from the calandria. Disassembly of the uncovered horizontal 
fuel channels is very complex. It involves mechanical, thermal and chemical interactions with 
steam and hydrogen, the surrounding channels, in-core devices of various types and debris from 
the disassembly of other channels. The interaction rates are sensitive to the details of the local 
geometry as well as other local parameters.  

3.1 Simple Models of Core Disassembly 

In the early study by Rogers (1984b, 1984c), in which it was arbitrarily assumed that a large 
LOCA, failure of the ECIS and failure of the moderator cooling system all occurred 
simultaneously, uncovery of fuel channels began at about 20 minutes after the initiating event 
and was essentially complete by about 45 minutes. Thus, decay power levels were relatively 
high during this period. As channels were uncovered, rapid oxidation of the Zircaloy calandria 
tubes occurred by reaction with the heavy-water steam generated by the moderator boil-off. This 
resulted in very rapid temperature rises of the calandria tubes which, in turn, caused similar rapid 
temperature rises of the pressure tubes since there was now no heat sink for the heat being 
transferred to the pressure tubes by radiation and natural convection from the fuel bundles.  
Actually, during this period heat generally flows from the calandria tubes to the pressure tubes 
(Rogers, 1984b).  

Therefore, within a few tens of seconds after channel uncovery, particularly in the higher power 
channels, peak calandria tube temperatures reach the melting point of Zircaloy, about 1750'C.  
At this time, maximum pressure tube temperatures are predicted to be in the range of 
1600-1800°C (Rogers, 1984b). At these temperatures some of the unoxidized Zircaloy is molten 
while solid Zircaloy pressure and calandria tubes have lost much of their strength, have 
deformed and may have failed by creep-rupture under the imposed gravity loads4 . While the 
melting temperature of oxidized Zircaloy is considerably higher than 1750'C, oxidized Zircaloy 
in the uncovered pressure and calandria tubes is quite brittle and subject to fracture.  

4 By this time, internal pressures in the fuel channels will be close to atmospheric since 
blowdown of the PHTS would have been completed much earlier.  
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For this arbitrary initiating event, pressure and calandria tubes are expected to fail over most of their lengths within a few tens of seconds after channel uncovery. At this time, the maximum 
fuel temperatures in these channels are predicted to be in the range of 2200-2300'C (Rogers, 
1984b), considerably below the U0 2 melting temperature of about 2800°C. Therefore, on 
disassembly of a fuel channel in this case, almost all the fuel is expected to be in the solid state 
as is oxidized Zircaloy while unoxidized Zircaloy might be molten or solid, depending on its 
location and environment. Thus, the debris formed on channel disassembly consists mainly of 
coarse solid pieces of ZrO2, Zr and U0 2 with a relatively small fraction of molten Zircaloy.  While coarse, solid debris may be suspended above the remainder of the liquid moderator for 
some time after channel disassembly, debris falling to the bottom of the calandria is quenched as 
it passes through the remaining moderator.  
Lacking any knowledge of the behaviour of channels undergoing disassembly, Rogers assumed that debris would fall rapidly to the bottom of the calandria, since this behaviour would result in the most rapid rate of moderator expulsion from the calandria. Eventually, a terminal debris bed 
composed mainly of coarse solid pieces of U0 2, Zr and ZrO2 and re-solidified particles of 
previously molten Zircaloy, quenched to temperatures close to the saturation temperature of the heavy water moderator would be left in the bottom of the calandria as the last of the moderator 
boiled off (Rogers, 1984b; Rogers, 1984c).  
In the representative dominant-frequency LCD accident sequence for a CANDU 6 reactor 
assessed by Howieson et al (1988), Allen et al (1990) and Dick et al (1990), moderator expulsion 
and boil-off and consequent channel uncovery begins much later, at about 1.7 hours compared with about 20 minutes in the sequence examined by Rogers (1984b, 1984c). Moderator boil-off 
also terminates much later in this sequence, at about 5.1 hours compared to about 45 minutes.  
Therefore, decay powers are much lower than in the earlier study and processes occur more 
slowly. Channel disassembly is assumed to follow the simple model used by Rogers with 
channels disintegrating soon after uncovery, but with failure occurring at the relatively low pressure-tube temperature of about 1000°C5 because of excessive plastic deformation. Debris is 
assumed to fall directly to the bottom of the calandria vessel (Dick, et al, 1990). This 
assumption is deemed to be more conservative than assuming debris build-up above the 
moderator level, supported on the cool submerged channels, because it increases the hydrogen and fission product aerosol source term later in the accident, when containment leakage may be 
expected. Considering the pressure and calandria tube and fuel temperatures at the time of 
channel disassembly and the fall of the debris through the remaining moderator, the debris bed at 
the end of moderator boil-off again consists mainly of coarse, solid pieces of U0 2, ZrO2 and 
Zircaloy quenched to the moderator saturation temperature.  

5 The significant difference in the assumed failure temperatures of the calandria and pressure 
tubes in this scenario compared to that postulated by Rogers makes very little difference to the timing of channel failure because of the very rapid rate of tube temperature rise after 
uncovery. See Rogers (1984b, 1984c).  
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3.2 Mechanistic Model of Core Disassembly 

The above simple models for debris bed formation following channel disassembly both assumed 
that debris will fall directly to the bottom of the calandria vessel once channel failure occurs.  
This assumption is not based on any knowledge of the mechanisms involved but is made to give 
conservative conditions for later events in the accident sequence.  

Recently, Blahnik et al (1993) proposed a mechanistic model for channel disassembly and debris 
bed formation which is appropriate for channel uncovery beginning several hours after the 
initiating event. A schematic diagram of the model is shown in Figure 4. As channels are 
uncovered pressure tube and calandria tube temperatures increase rapidly with resulting plastic 
deformation (above- 1200'C) under gravity loads causing excessive sagging. A sagging 
channel comes into contact with a lower row which may still be submerged, and thus adequately 
cooled. The cool channel supports the sagged channel. As the moderator level decreases the 
lower row is uncovered and sags under its own weight as well as that of the supported channel.  
As the moderator boils off more channels are uncovered and sag under the accumulating weight 
of the upper channels. As sagging increases, channel segments separate near individual bundle 
junctions by a sag-induced local strain when a sufficient displacement distance of about 1 m is 
available (Blahnik et al (1993)). The suspended debris bed moves downward following the 
falling moderator liquid level in the calandria vessel. As the mass of suspended debris increases 
the load on the first submerged channel increases. Each submerged channel can only support 
about seven other channels; higher debris loading will cause failure by shear at ends of channels, 
increasing the loading on the channel below. This leads to progressive shear failure of all but 
some low power peripheral channels resulting in a collapse of the reactor core into the liquid 
pool in the bottom of the calandria vessel. Figure 5 shows this core disassembly process for the 
representative severe accident sequence analyzed by Blahnik et al (1993).  

The suspended debris at any time may contain large unoxidized Zircaloy surfaces (the outer 
surfaces of pressure tubes and the inner surfaces of calandria tubes) which are suddenly exposed 
to steam from the boiling moderator (Blahnik et al (1993). Some Zircaloy oxidizes but the heat 
generated melts the remaining Zircaloy within a few minutes. This melt tends to be non-wetting 
since the heat-up raie is too rapid to raise the dissolved oxygen content appreciably. Therefore, 
most of this melt flows quickly into the liquid pool in the bottom of the calahdria vessel, where a 
small fraction reacts chemically with the heavy water while most is simply quenched. Because 
of the small amounts of molten material involved and other conditions existing, no energetic 
fuel-coolant interaction would be expected (Blahnik et al,1993). No appreciable amount of 
molten core material is present in the suspended debris at the time of core collapse since, as 
shown in Figure 5, the suspended debris bed builds up quite rapidly to the collapse threshold, 
limiting the time available to melt unoxidized Zircaloy.  

The core collapse predicted by the mechanistic model may be delayed by several hours if the 
debris does not accumulate on the submerged channels, i.e., if it falls to the bottom of the 
calandria vessel as soon as channels disassemble. However, the outcome is the same for all 
disassembly pathways: a solid debris bed located at the bottom of the calandria vessel which 
eventually dries out.  
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Thus, the mechanistic model predicts the same state of the terminal debris bed as the last of the 
moderator is lost from the calandria as that deduced from the simple models: a bed composed 
mainly of coarse solid pieces of U0 2, ZrO2 and Zircaloy with smaller particles of re-solidified 
Zircaloy droplets. The key factor in these models is that they predict that all the U0 2 fuel is well 
below its melting temperature when channel disassembly occurs.  
Since the mechanistic model has no integrated experimental verification, the validity of the 
conclusions about the state of the terminal debris bed as it dries out can be questioned. However, 
the likely mechanisms controlling a channel disassembly and core collapse (the sagging and 
shear failure of composite tubes) are well understood and analytical tools are available to 
describe them in detail. Based on experimental observations of full-scale fuel assemblies, the 
hot channel debris is expected to be composed of coarse pieces of ceramic materials that will not 
readily relocate to the bottom of the calandria vessel (Kohn et al (1985)). Alternative 
disassembly mechanisms, e.g., a fragmentation of hot tubes or a tube wall melt-through can also 
be analytically described for sensitivity studies. Uncertainties related to the core disassembly 
progression stem mainly from scenario-specific descriptions of the channel temperature 
distributions and of the debris loads imposed on the rows of intact fuel channels. While 
uncertainties in the mobility of suspended debris affect fission product release and hydrogen 
generation transients, they do not affect the solid state of the terminal debris bed as it dries out.  
Recent studies (Dick et al (1990), Blahnik et al (1991) and Blahnik et al (1993)) indicate that 
CANDU cores are likely to collapse under accumulated debris from high-elevation channels 
when the calandria vessel is about half voided. Thus typically, the terminal debris bed is initially 
submerged in water6 and so is quenched (Rogers (1984b), Rogers (1984c)). Furthermore, in all 
such accidents the calandria walls are always externally cooled by the shield-tank water when 
the terminal debris bed forms. The different disassembly pathways produce a range of solid 
debris compositions as well as different decay heat rates in the terminal bed. The heat 
generation rate in the terminal bed at any time can vary by about 40 per cent, depending on the 
extent of volatile fission product release prior to terminal debris bed dry-out. After bed dry-out, 
no further decrease of bed heat source resulting from loss of volatiles occurs since the volatiles 
then remain trapped in- the debris.  
It is concluded from these studies and arguments that any significant liquefaction of core 
materials can only occur after the terminal debris bed dries out and heats up. Additional studies 
of different core disassembly sequences are needed to confirm that this conclusion is generally 
valid. Nevertheless, without liquefied core materials prior to complete calandria vessel voiding 
and subsequent heat up of the debris bed, challenges to the integrity of the calandria vessel are 
avoided during the core disassembly process. In parti6ular, no energetic fuel-coolant interaction 
is anticipated. The issue of debris retention in the calandria vessel becomes that of adequate heat 
removal from a rather shallow debris bed to the externally cooled calandria vessel walls.  

6 Accident sequences may also be postulated in which the debris deposits in a fully voided 
vessel, e.g., a loss of heavy water moderator as an initiating event. In these cases, the 
earlier studies indicated again that the core debris would be contained in the calandria.  
(Rogers, 1984b).  
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4. MODELS FOR THE THERMAL BEHAVIOUR OF DEBRIS BEDS AND 
MOLTEN POOLS IN CANDU CALANDRIA VESSELS 

As described in Section 3, at the end of moderator expulsion and boil-off from the calandria a bed of 
quenched coarse solid core debris exists at the bottom of the calandria vessel. Considering the nature 
of the probable mechanisms of channel disintegration, the debris bed is composed mainly of rather 
large pieces of U0 2, ZrO2 and some Zr and a small amount of re-solidified Zr droplets. This debris 
begins to heat up mainly because of the decay heat source in the fuel material and, to a lesser degree, 
because of the exothermic chemical reaction between any remaining Zircaloy and any steam that is 
present. Eventually, internal debris temperatures reach levels at which liquefaction of the debris 
begins and a molten pool may be formed in the calandria. Since, as will be seen, the calandria wall 
remains well cooled by the shield-tank water during these processes the pool would stabilize and 
eventually re-solidify as the heat source decays. This section of the paper deals with the models 
developed to describe the thermal behavior of debris beds and molten debris pools in severe 
accidents in CANDU reactors.  

4.1 Thermal Behaviour of Solid Debris Bed 

In the 1984 study, Rogers (1984b,1984c) developed a simple one-dimensional model to represent 
the transient thermal behaviour of a bed of core material composed of coarse, solid pieces of 
U0 2 and ZrO2 located in the bottom of a calandria vessel. A finite-difference computer 
program, DEBRIS, was developed to analyze the thermal behaviour of the debris bed using this 
modeL Results obtained for the arbitrary severe accident analyzed in the study predicted that 
melting would begin within the bed about 90 minutes after the start of debris bed heat-up or 
about 135 minutes after the initiation of the accident. Results also showed that the lower and 
upper surfaces of the debris bed would be well below bed material melting points throughout the 
transient. All results were very insensitive to variations in the major parameters including 
porosity varying from 0.1 to 0.8 and average pore size ranging from 1 to 11 cm. Heat fluxes 
through the calandria wall from the bottom of the bed to the shield tank water at all times during 
the transient were well below critical heat fluxes for the shield tank geometry. It was concluded 
that the calandria wall would remain well-cooled as long as the shield tank cooling system 
continued to function, with wall inner temperatures below the bed not exceeding 500'C during 
the transient, so that calandria integrity would be maintained.  

DEBRIS was also used in the representative LCD accident sequence in a CANDU 6 analyzed by 
Howieson et al (1988),' Allen et al (1990) and Dick et al (1990). In this case, debris-bed heat-up 
would begin about 5 hours after the initiating event and melting at a little over 7 hours. Similar 
conclusions were reached, i.e., the bed upper and lower surface temperatures would remain well 
below the corium melting temperature, the calandria wall would remain well-cooled and 
calandria vessel integrity would be maintained throughout the debris-bed heat-up transient.  
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Recently, improvements have been made to the model and these have been incorporated into a revised version of the computer program, DEBRIS.2. The main features of DEBRIS.2 are as 
follows: 
"* The debris forms a uniform porous structure, composed of U0 2 and ZrO2 , and/or Zircaloy in appropriate proportions, with porosity and average pore size specified as inputs, with the dimensions of the debris bed established from the masses and densities of the debris 

materials, the geometry of the calandria and the specified porosity, assuming a flat upper 
surface of the debris bed. See Figure 6.  

"* Heat flow through the debris is one-dimensional in the vertical direction, with the depth of the one-dimensional bed equal to the maximum thickness of the actual debris bed. The one-dimensional model is conservative in that it predicts higher temperatures than would occur in the actual bed because of three-dimensional heat flows. However, allowance is made in the boundary conditions of the debris bed for the different areas of its upper and 
lower surfaces.  

" Heat flow through the bed is treated as conduction through a cubical pore structure with an effective conductivity accounting for conduction through solid materials and radiation and conduction across the pores, which are assumed to be filled with heavy water steam. The effective conductivity of such a heterogeneous structure is given by (Rogers (1984b), Ribaud 
(1965)): 

kB = kg Ev3 + F km (1-v23) (1) 
where kg, the effective conductivity of the steam-filled pores, is given by: 

kg = ks + 4 a FB d'p T3  
(2) 

where FB, the radiation interchange factor for the porous structure, is given by (Rogers, 
1984b): 

FB = 3 EB/( 6 - EB) (3) 
In equation 1, Fe is a factor allowing for imperfect contact conductance between solid pieces 
in the debris, treated as an input in the program.  

"* The equivalent thermal conductivity of the solid materials, km, is assumed to be the volume-weighted average of the thermal conductivties of the U0 2 and ZrO2 and/or Zr, assuming random orientation of layers of each and representing this random orientation by assuming that 1/3 of these layers are perpendicular to the heat flow path and 2/3 are parallel 
to the heat flow path.  

" The heat source in the debris is due to fuel decay heat and, as an option, heat generated by the exothermic Zircaloy-water reaction. The decay heat is calculated by a simplified 
equation, based on the ANS model, appropriate for CANDU reactors (Whittier (1977)). The chemical heat source is based on the reaction rate for solid-state diffusion of oxygen through a zirconium oxide layer using the Urbanic-Heidrick (1978) equation and a heat of reaction of 6444 kJ/kg(Zr), assuming, as input, that a certain fraction of the initial mass of Zircaloy in the core is unoxidized at the time that the debris bed is formed. Another input assumption is the average thickness of the unoxidized Zircaloy fragments in the debris, which yields the 
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interface area for the reaction. It is assumed that sufficient water is available so that all 
unoxidized Zircaloy surfaces are readily exposed to water irrespective of their location in the 
bed, permitting the reaction to proceed at the rate dictated by the Urbanic-Heidrick equation.  
Any cooling effect of this water is ignored and no additional water is assumed to be available 
to quench the debris. No credit is taken for the replacement of steam by hydrogen in the 
thermal analysis of the debris. The Zircaloy-steam reaction rate and corresponding heat 
source are calculated separately for each node of the debris because of the significantly 
different temperature histories of the nodes.'The volumetric heat source used in the model 
makes appropriate allowance for the dilution effect of the ZrO2 and the presence of voids in 
the bed: 

qvB = {q( {Vu/(Vu + Vz)I + Qzr[i]/V[i]} (1 - Ev) (4) 

In the reference case, heat generation-from the oxidation of Zircaloy is ignored since much of 
it Would have already been oxidized before formation of the debris bed and access of water 
or steam to the bed after high temperatures are reached would be restricted.  

"* Heat transfer from the upper surface of the debris bed occurs by thermal radiation to the 
inner surface of the calandria vessel above the bed and by thermal radiation and natural 
convection to the steam above the bed. In turn, heat is transferred from the steam by thermal 
radiation and natural convection to the inner surface of the calandria wall above the bed. The 
steam above the bed is assumed to be at a uniform temperature. Radiation absorption and 
emission by the steam above the bed is accounted for because of the relatively long beam 
length involved. The emissivity of the steam as a function of temperature is estimated for an 
appropriate beam length and pressure, assuming that only steam is present above the debris, 
from Holman (1990). Heat is transferred from the inner surface of the calandria wall above 
the bed to the shield tank water by conduction through the calandria wall in series with either 
natural convection or nucleate boiling on the outer surface of the wall, depending on the 
temperature difference between the outer surface and the shield tank water. DEBRIS.2 
chooses the appropriate correlation and also allows for a gradual transition between them.  

"* Heat transfer from the lower surface of the debris bed occurs by conduction through the 
calandria wallbelow the bed in series with either natural convection or nucleate boiling on 
the outer surface of the wall, using the same models as on the surface above the top of the 
bed.  

"* DEBRIS.2 provides two options for the shield-tank water cooling system: operating or not 
operating. For the operating case, the temperature of the shield-tank water is assumed to be 
held constant throughout the transient. For the non-operating case, the heat transferred from 
the calandria vessel walls is stored in the shield-tank water so'that the shield-tank water 
temperature increases during the transient until the water saturation temperature is reached.  
Thereafter, the water temperature is held constant at the saturation value as the moderator 
boils off. Boil-off of the moderator is hot modelled in DEBRIS .2 so that the analysis is valid 
only until the water boil-off begins to uncover the calandria wall. However, this restriction 
does not hinder the application of DEBRIS.2 since debris bed melting begins (or peak 
temperatures are reached in cases of non-melting) before significant boil-off has occurred in 
all CANDU severe accident cases examined.  
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"* Conservatively, heat loss from the shield-tank water to the concrete walls of the shield tank is 
ignored.  

"* Thermal conductivities of U0 2 and ZrO2 or Zr as functions of temperature and other 
properties of these materials at appropriate average temperatures are taken from MATPRO 
(1981). Since limited data are available on heavy water steam, properties of ordinary water 
steam as functions of temperature from Collier and Thome (1994) are used where necessary.  
Use of ordinary water steam transport properties will not result in any significant errors.  

"* Taking into account, as necessary, the foregoing assumptions, a transient heat balance on the 
debris bed yields the following differential equation: 
a2T 1 aT qvB 
az2  aB at kB (5) 

0 A finite-difference methodology is used in DEBRIS.2 to solve equation 5 for the given boundary and other conditions. As noted earlier, the relatively large volume of the calandria 
in a CANDU reactor ensures that any debris bed formed in the calandria will be relatively shallow, as will be seen. Therefore, the number of nodes used to represent the core debris was limited to ten, with the first node on the upper surface of the bed and the tenth node on 
the lower surface. Sensitivity calculations for a few cases using twenty nodes showed that adequate convergence is obtained using ten nodes. Values of effective bed thermal' 
conductivity at any time, from equation 1, are evaluated at the arithmetic average 
temperature between two adjacent nodes. The time step used in the program is an input 
value; to ensure that this choice does not result in mathematical instability in the explicit 
technique used, the program incorporates a stability check at each time step.  

4.2 Transient Melting of Debris Bed in CANDU Calandria 
Before considering the ultimate characteristics of a molten pool of corium in the calandria 
vessel, an assessment of the transient melting process of a debris bed is needed. As we will see in Section 5.1, results obtained using DEBRIS.2 confirm those obtained earlier (Rogers (1984b, 
1984c), Dick et al (1990) that the temperatures of the surfaces of the debris bed will be well below the melting temperature of the debris materials and the calandria wall will remain well cooled throughout the bed heat-up. Once melting begins in the solid debris bed, the model in DEBRIS.2 is no longer valid. A model to describe the transient behaviour of the debris bed as it undergoes melting and experimental data on this process are not yet available. Nevertheless, a 
plausible qualitative description of the melting process can be advanced.  
As did the earlier model, DEBRIS.2 predicts that melting begins within the debris bed near the vertical mid-point. As melting begins within the bed, molten material will flow to a lower level 
and re-solidify. Some of the solid material from the layer above the first molten region will fall into the void left by the downflow of the molten material and will also begin to melt and flow down to the lower level. When this lower layer reaches the melting point, material will again 
flow down to a lower layer and again re-solidify and solid material from the overlying layer will again drop into the void formed. This process will continue until molten material reaches a level 
at which the cooling provided by the shield tank water prevents further melting of the debris.  
Near the outer edges of the debris bed, where the effective depth is small, no melting of the
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debris is expected at any time. Thus, a layer of solid debris plus re-solidified molten material 
exists and will be maintained indefinitely between a molten pool and the entire lower part of the 
calandria wall as long as cooling by the shield tank is effective. This argument assumes that the 
cooling provided by the shield tank water is adequate to prevent any significant amount of 
molten corium from coming into contact with the calandria wall during the melting transient. As 
we will see, the analytical model developed for the thermal behaviour of a molten pool of corium 
predicts that a thick crust will always exist between the pool and the lower calandria wall for 
conditions anticipated in severe accidents in a CANDU reactor. This result supports the above 
argument.  

4.3 Thermal Behaviour of a Molten Corium Pool in a CANDU Calandria 

The early studies (Rogers (1984b,1984c)) concluded that a molten pool of core material formed 
in a CANDU calandria in a severe accident would be isolated from the calandria wall by a stable 
crust that would protect-the wall from excessive temperatures. Furthermore, the wall would be 
well cooled by the shield-tank water, assuming that the separate and independent shield-tank 
water cooling system continued to function. The calandria vessel would maintain its structural 
integrity and, eventually, the molten pool would re-solidify. Thus, the calandria vessel in a 
CANDU reactor would continue to act as core-catcher following debris melting.  

The analytical model used in those studies was a simple steady-state model that concentrated on: 
a) the ihiternal thermal behaviour of the molten pool to establish the upward and downward heat 
fluxes from the pool to the shield tank water and, b) the potential interaction of molten corium 
with the calandria wall.  

A considerably more detailed and complete model has now been developed to establish the 
thermal behaviour of a molten pool of corium in a CANDU calandria, although the basic model 
for heat transfer within the pool is unchanged. The model has been incorporated in a new 
computer program, MOLPOOL. The main features of the model and the program MOLPOOL 
are described below: 

"* At the times that a molten pool of debris would be expected to form in a severe accident in a 
CANDU; the heat source would be decaying slowly. Thus, quasi-steady-state conditions are 
assumed to exist.  

"* A lumped-parameter model is used to represent the molten pool; it is assumed that internal 
circulation will keep the pool ata fairly uniform temperature except in boundary layers near 
the surfaces. The decay heat source is the same as that used in DEBRIS.2, as described in 
Section 4.1, and is assumed to be uniform throughout the pool. There is no heat generation 
from oxidation of Zircaloy. The pool composition is assumed to be homogeneous; there is 
no stratification of corium materials. It is assumed that solid crusts exist on both the lower 
and upper surfaces of the pool. However, the model predicts the thicknesses of the crusts 
and indicates whether a crust would exist on the upper surface for any given conditions. A 
two-dimensional model is assumed with heat flows to the end-shields being ignored; the 
model thus represents conditions near the axial cenitre-line of the calardria vessel and is 
conservative for conditions near the end-shields.  
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a, 

* The geometry of the molten pool and solid crusts is determined from the geometry of the calandria, the masses and the liquid and solid densities of the materials involved. See 
Figure 6.  

The basic pool internal heat transfer mechanisms are natural convection to the nominally flat upper surface and to the curved lower surface. In addition, because of the very high 
temperatures of the pool, internal thermal radiation is an important mechanism of heat 
transfer to both surfaces 

For natural convection to the upper surface, the correlation of Kulacki and Goldstein (1972) 
for average heat transfer to the upper surface of heat generating pools is used. For natural 
convection to the lower surface a modified correlation, to cover the geometry range (Ld/R) required, was developed from the correlations for average heat transfer rates to the lower 
curved surface of heat generating pools of Mayinger et al (1976) and Gabor et al (1979).  Allowance also is made in the model for the effect of high local heat transfer coefficients at 
the upper corners of the lower surface (Gabor, 1979).  

"* Stein et al (1979) showed the necessity of allowing for internal radiation heat transfer in 
experiments with actual molten pools of U0 2. The approach recommended by Anderson 
(1976) is used in the model.  

" The model uses a heat balance between the heat generation rate in the pool and the heat flows over the upper and lower surfaces to establish the temperature of the pool and the heat fluxes to the upper and lower surfaces. The heat balance is given by: 
qv (q + q" OR )/" (6) 

" It is assumed that the upper and lower surface temperatures of the molten pool are equal to 
the melting temperature of the pool material.  

" Volumetric heat generation, consistent with that in the molten pool at any time, at a uniform 
rate in both the lower and upper crusts is accounted for, as is thermal conduction in the 
crusts.  

"* The change in volume of the molten material as it solidifies into the crusts is taken into 
account.  

" Heat transfer from the upper surface of the molten pool (or the surface of the upper crust) to 
the shield tank water occurs by the same mechanisms assumed in DEBRIS.2, and the models 
for these mechanisms used in MOLPOOL are the same as those used in DEBRIS.2, as 
described in Section 4.1.  

" Heat transfer from the lower surface of the lower crust to the shield-tank water occurs by the same mechanisms assumed in DEBRIS.2, and the models for these mechanisms in 
MOLPOOL are the same as those in DEBRIS.2, as described in Section 4.1.  
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0 Considerable uncertainty exists in the property values of molten core materials, particularly 
of molten ZrO2 . Also, corium from the meltdown of a CANDU core would have a different 
composition than that from a typical LWR core; in particular a very low fraction of iron.  
Property values were selected from several sources. Reference values used for corium and 
crust material are those of Park et al (1994), with data from Anderson (1976) and Rempe et 
al (1992) being used to establish sensitivities. Properties of steam were treated in the same 
manner as in DEBRIS.2.  

5. RESULTS 

The programs DEBRIS.2 and MOLPOOL were used to assess potential consequences of a 
severe accident in a CANDU 6 reactor. The accident evaluated was the dominant-frequency 
accident analyzed earlier by Howieson et al (1988), Allen et al (1990) and Dick et al (1990).  
These studies indicated that a quenched debris bed composed of coarse, solidified material 
located in the bottom of the calandria would begin to heat up about 5 hours after the initiating 
event. Therefore, analyses were made of the thermal behaviour of a debris bed composed of the 
entire core of a CANDU 6 reactor (2180 MW ihermal), 97.3 Mg of U0 2 and 38 Mg of Zr, 
oxidized to 55.7 Mg of ZrO2 , located in the bottom of the calandria vessel and starting to heat up 
from a quenched condition at 300 minutes after reactor shutdown. From the results of these 
analyses, conditions were established for analyses of the thermal behaviour of a molten pool of 
CANDU 6 core debris in the bottom of the calandiia.  

5.1 Thermal Behaviour of a Bed of Solid Debris in a CANDU 6 Calandria 

Important input data used in the analysis is summarized in Table 2. As mentioned earlier, it is 
assumed, for the reference conditions, that no water or steam has access to the debris during the 
heat-up, i.e., that there is no heat generation from the Zircaloy-water reaction.  

The values of debris bed porosity and average pore size are reference values which are the same 
as those used in the earlier studies. These values are based on judgements of the expected nature 
of the coarse debris resulting from the disassembly processes for a CANDU core in the selected 
accident sequence, as described in Section 3. However, as in the early study (Rogers (1984b and 
1984c)), a sensitivity study was also done to assess the importance of variations of these 
parameters. The reference porosity of 0.5 results in a maximum debris bed depth of 1.65 m.  

Figure 7 shows the temperature history at different points in the debris bed for the reference 
conditions. Assuming an effective debris melting temperature of 2700'C, the plot of the 
maximum bed temperature shows that melting of the debris is predicted to begin at about 415 
minutes (about 7 hours) after the initiating event or about 115 minutes after the start of debris 
heat-up. This predicted time is close to that predicied using the older model," DEBRIS, by Dick 
et al (1990). Figure 7 also confirms the behaviour predicted in the early studies that the upper 
and lower surface temperatures of the debris bed remain well below the melting temperature 
throughout the period before melting begini in the interior of the bed. At that time, the upper 
surface temperature is about 1730'C and the lower surface temperature, is about 380°C.
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Table 2 
Important Input Data for Analysis of CANDU 6 Debris Heat-Up 

Initial reactor power, MW 2180 
Mass of U0 2, Mg 97.3 
Mass of ZrO2 , Mg 55.7 
Inner radius of calandria, m 3.77 
Inner length of calandria, m 4.33 
Start time, min 300 
Fractional decrease of decay power from loss 0.2 
of volatiles 
Porosity of debris bed (Reference value) 0.5 
Average pore size, cm (Reference value) 3 
Emissivity of calandria 0.3 
Initial shield-tank water temperature, 'C 60 
Shield-tank cooling system operating? No 
Zircaloy + water reaction? No 

The inner and outer surface temperatures of the calandria wall above and below the debris bed during the transient are given in Figure 8 which shows that the maximum internal temperature of the calandria wall during the transient is less than 400°C. The average calandria wall temperature at this point and other positions will be considerably less than this value since the outer surface temperatures do not exceed 140°C, as shown in Figure 8. Thus, calandria wall temperatures are well below the level that would result in significant creep for the stainless steel 
wall material under the applied stresses.  
Figure 9 shows that the maximum heat flux from the calandria wall to the shield-tank water during the transient is only about 13 W/cm2, well below the critical heat flux (CHF) for the given geometry and sub-cooling (20°C) conditions 7, about 200 W/cma2. Thus, it would appear, as in the earlier studies, that the calandria vessel would be well cooled and maintain its integrity during the heat-up of the debris bed to the beginning of melting.  
However, before a firm conclusion can be reached, the sensitivity of the-results to variations in the bed porosity and average pore size must be'examined. Figure 10 shows the effect of varying bed porosity from 0.1 to 0.8 on bed temperatures during the transient to the beginning of melting, for the reference average pore size of 3 cm. It can be seen that there is practically no effect on the maximum bed temperature and on the lower surface temperature for this very wide 

7 The critical heat flux on the downward facing lower part of the calandria will not be reduced below values for upward facing or vertical surfaces because the curvature of the surface will permit escape of vapour which will enhance the natural circulation flow pattern set up in the shield-tank water by heat transfer from the calandria vessel (Rogers (1984b), 
Henry et al (1993)).  
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range of porosity, which encompasses the maximum range that Would be expected in practice.  
At the time that melting begins, the upper surface temperature increases by about 3400 C as 
porosity increases from 0.1 to 0.8; however, the maximum upper surface temperature is still well 
below the debris melting point for the entire porosity range.  

Figure 11 shows that the heat fluxes to the shield-tank water as a function of time up to the 
beginning of melting are all less than about 14 W/cm 2, and thus well below CHF, for the whole 
range of bed porosity for the reference pore size.  
The effect of average pore size for the range of possible porosities on the maximum and surface 
temperatures of the debris is shown in Figure 12 for a time of 410 minutes after the initiating 
event, i.e., just before the moment when melting is predicted to begin for the reference 
conditions. Figure 12 shows that the maximum temperature decreases somewhat with an 
increase of pore size, for all porosities,' with maximum bed temperatures at higher pore sizes 
being definitely less than the bed melting temperature. Figure 12 also shows that bed surface 
temperatures at 410 minutes increase as pore size increases, for all porosities, but are well below 
the debris melting temperature. The decrease of maximum temperatures and the increase of 
surface temperatures as pore size increases reflects a decrease of internal thermal resistance of 
the debris bed as the effective number of "radiation shields" decreases as pore size increases.  
As noted above, Figure 12 shows that the maximum bed temperature at 410 minutes for large 
pore sizes lies definitely below the debris melting temperature. In fact, the analysis predicts that 
no melting at all of the debris bed occurs at large pore size, as is shown in Figure 13 for a pore 
size of 9 cm, at a porosity of 0.5, where the maximum temperature of the debris reaches a value 
of about 2620°C at about 480 minutes after the initiating event and decreases thereafter. Internal 
calandria wall temperatures under these conditions reach peak values of about 500°C, with 
average wall temperatures much lower, and peak vahies of calandria wall heat fluxes, about 
25 W/cm 2, remain well below critical heat flux values even though the shield-tank water has 
reached saturation conditions at this time. Therefore, calandria integrity will be maintained.  
It is possible that a low flow rate of water from the stub-ends of the failed pressu're tubes or a 
slow leak of shield tank water into the calandria above the debris bed could develop during the 
heat-up of the debris. Iri this case, a Zircaloy-water reaction would occur on any accessible, 
exposed, unoxidized Zircaloy in the debris, pro•,iding an additional heat source without 
providing any significant cooling effect. Using the option provided in DEBRIS.2 for heat 
generation by the Zircaloy-water reaction, the consequences of such an event were investigated 
for the reference conditions, assuming that one-quarter of the initial Zircaloy in the core was 
unoxidized at the start of debris heat-up, probably a conservative estimate, and that the average 
thickness of Zircaloy fragments in the debris was 2 millimetres, about the calandria tube 
thickness and about half the pressure tube thickness. The results are shown in Figures 14 and 15.  
Figure 14 shows the maximum and upper and lower surface temperatures of the debris as a 
function of time' compared to the same temperatures assuming no Zircaloy-water reaction in the 
debris, as given in'Figure 7. It can be seen that melting would begin about 35 minutes earlier, at 
about 380 minutes, but that the upper and lower surface temperatures would remain well below 
the melting temperature throughout the transient.' Figure 15 shows that the effect of the 
Zircaloy-water reaction would be to increase the heat fluxes to the shield-tank water above and 
below the debris bed fairly rapidly starting at about 360 minutes but that the resulting peak
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values would still be well below the critical heat flux value of about 200 W/cm2. The maximum 
predicted water flow rate to sustain the Zircaloy-water reaction for these conditions is about 
2.5 kg/s or about 2.6 litres per second. Water flow rates above this low value would probably 
provide some cooling effect and tend to reduce debris temperatures and heat fluxes towards the 
reference conditions values8. Therefore, a low water flow rate onto the top of the debris bed 
resulting in oxidation of any previously unoxidized Zircaloy would not affect the conclusions of 
this study.  
The reference and sensitivity studies demonstrate that debris bed melting would start at about 
415 minutes or so after the initiating event irrespective of porosity or pore size, and might not 
occur at all if the debris bed effective pore size is large, that the upper and lower surface 
temperatures of the debris bed would be well below the melting point and that the calandria wall 
would be well-cooled and maintain its integrity throughout the heat-up transient. Thus, the 
earlier conclusions obtained using the original code DEBRIS have been confirmed and 
reinforced by the current analysis using DEBRIS.2.  

5.2 Thermal Behaviour of Molten Pool of Core Debris in CANDU 6 Calandria 

As discussed above, a model for the transient melting of a debris bed is not yet available, so a 
conservative approach is taken that assumes that the molten pool is formed instantaneously once 
melting begins in the debris bed; that is, the transient melting period is ignored. For the 
reference case, molten pool conditions were calculated using MOLPOOL at a time of 
415 minutes after the initiating event with geometiy and other relevant conditions taken from 
the reference case for the debris bed heat-up transient. Key input data and results obtained are 
summarized in Table 3.  
As shown in Table 3, for a molten pool of core material at 415 minutes after the initiating event, 
MOLPOOL predicts that the calandria wall below the molten pool will be protected by a crust 
about 15 cm thick on the average, with a minimum thickness of about 11 cm at the upper 
comers. This rather thick crust limits calandria wall inner surface temperatures below the crust 
to 437-473'C, with outer surface temperatures about 128°C. Above the pool, the calandria wall 
average inner surface temperature is about 412°C with the outer surface temperature again about 
128°C. The heat fluxes on the calandria wall to the shield-tank water are about 21 W/cm2 or 
less, once more below the critical heat flux for the existing conditions. Thus, the structural 
integrity of the calandria is' maintained for these molten debris pool conditions.  
The important role of a crust in protecting a reactor vessel wall from molten core material is 
emphasized by Speis (1995) in a review of the TMI-2 accident.  
Table 3 shows that MOLPOOL predicts a relatively thin (about 1.1 cm) upper crust will form 
over the pool under these conditions. Whether such a thin crust is stable is not certain. The 
average temperature of the molten pool is about 166°C above the melting point, but is 
considerably below the expected boiling point temperatures of 3500 to 3700'C 

8 Analysis undertaken for the CANDU 6 PSA predicts that the core debris can be readily 
quenched before melting begins by available water supplies (Howieson et al (1988), Allen 
et al (1990)).  
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(Anderson, 1976). Table 3 also shows that the proportion of pool heat generation dissipated 
upwards is more than 70%. Predominance of upward heat dissipation from molten debris is 
consistent with results obtained by Henry et al (1991) and Rempe (1994).

The foregoing analysis assumes that the molten pool is formed instantaneously as soon as 
melting begins in the debris bed. An assessment of the conditions that might be more 
representative of the molten pool characteristics once the melting transient has reached 
quasi-steady-state conditions can be made by using MOLPOOL to predict such characteristics 
for times greater than 415 minutes.  

Table 3 
Key MOLPOOL Input and Results for Reference Conditions

Results are shown in Figures 16 and 17, for times from 415 minutes to 1600 minutes. The latter 
is about the time that the calandria vessel would be expected to fail from overheating upon 
uncovery caused by ejection and boil-off of the shield-tank water, should electric power or 
emergency water supplies not be restored before then (Dick et al (1990)). Figure 16 shows that 
the molten pool temperature decreases only slightly over this period, with the outer temperature 
of the upper crust decreasing to a greater extent. Calandria wall temperatures above and below 
the molten pool also decrease slowly with time. Figure 17 shows that the upper and lower crusts 
increase in thickness with time, reaching values of about 22 cm on the average and 18 cm at the 
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Molten pool maximum temperature, °C 2866 

Molten pool surface temperatures, °C 2700 
Upper crust surface temperature, *C 1902 
Lower- crust surface temperature, 'C 437 

Average steam temperature above pool, 'C 753 

Calandria wall inner temperature, above pool, °C 412 
Calandria wall outer temperature, above pool, °C 128 

Calandria wall inner temperature, pool upper comer, 'C 473 
Calandria wall inner temperature, under pool, 'C 437 

Calandria wall outer temperature, under pool, °C 128 
Shield-tank water temperature, °C 77.4 
Upper crust thickness, cm 1.15 
Lower crust thickness, cm 14.8 

Lower crust minimum thickness @ upper comer, cm 11.3 

Maximum depth of pool plus crusts, cm 115 
Upward fraction of heat flow 0.73 
Heat flux to shield-tank water above pool, W/cm2  15.8 

Heat flux to shield-tank water below pool, W/cm2  17.2 

Maximum heat flux, pool upper comer, W/cm2 - 21.1
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minimum for the lower crust and over 3 cm for the upper crust. The analysis also predicts that 
heat fluxes to the shield-tank water decrease from the values in Table 3 at 415 minutes to about 
12 to 15 W/cm 2 on the lower calandria wall and about 8 W/cm 2 on the upper calandria wall at 
1600 minutes. Thus, the integrity of the calandria will be maintained over this period.  
Sensitivity studies have been undertaken using MOLPOOL to investigate the effects of 
parameters whose values are uncertain on the behaviour of the molten pool and crusts. These 
studies were undertaken for a time of 415 minutes.  
a) Variation of the emissivity of the upper crust from 0.3 to 0.9 (reference value: 0.9) had 

essentially no effect on most temperatures and on the heat fluxes to the shield-tank water.  
Only the thickness of the upper crust, which increases from about 0.6 to 1.15 cm, and the 
temperature of the crust surface, which decreases from about 2300°C to 1900°C, as the 
emissivity increases from 0.3 to 0.9, are affected by this variation.  

b) Variation of the thermal conductivity of the molten corium from 2 to 10 W/InK (reference 
value: 3.6 W/mK) affects only the temperature of the molten pool, which decreases from 
about 2930 0 C to about 28000C, without affecting to any important extent other temperatures 
or calandria wall heat fluxes.  

c) Variation of crust thermal conductivity from 4 to 12 W/mK (reference value: 8 W/ImK) 
increases the thickness of the upper crust from about 0.5 cm to about 1.9 cm and the average 
thickness of the lower crust from about 9.4 cm to about 19 cm. However, the resulting 
variations in calandria wall temperatures and heat fluxes are not great and the reduced 
thicknesses of the crusts at low conductivity do not represent a challenge to the integrity of 
the calandria vessel.  

We may conclude that the calandria will remain well-cooled and intact during this accident 
sequence until it is uncovered by ejection and boil-off of the shield-tank water which should not 
occur until about 1600 minutes, or about 26 hours, after the initiating event. Therefore, 
considerable time is available to restore electric power or to provide an emergency water supply 
to maintain sufficient water in the shield tank to ensure that the calandria is always covered. The 
present analysis confirms the conclusion of the earlier simpler analyses (Rogers (1984b, 1984c), 
Dick et al (1990)) that the calandria vessel serves as an effective core-catcher following a severe 
accident in a CANDU reactor for a molten pool of debris, as well as for a solid debris bed, as 
long as the shield-tank water level keeps the calandria vessel covered.  

5.3 Energy Balance for Molten Pool Conditions 

Since a model of the transient melting of a coarse debris bed is not yet available, it has been 
assumed that a pool of molten debris will eventually form in the calandria once melting of the 
solid debris begins. The characteristics of such a pool for times greater than 415 minutes, the 
time when melting is predicted to begin for the reference conditions, have been described in, 
Section 5.2.  
However, a comparison of the stored energy which would be necessary for the existence of such 
a pool including its crusts at any given time with the energy available to form and maintain the 
pool up to the same time suggests that such a coherent molten pool could not be formed. The 
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energy available consists of the stored energy in the solid debris bed at the time melting begins 
plus the energy generated by decay heat from the onset of melting to the given time less the 
energy lost to the shield-tank water over the same period. The energy storage in the molten pool 
and crusts at any time is calculated in MOLPOOL, the energy stored in the debris bed at the 
onset of melting is calculated in DEBRIS.2 and the decay energy generated is readily calculated 
by integration of the decay heat equation over the period. However, to calculate the energy lost 
to the shield-tank water over the period requires knowledge of the variation with time of heat 
fluxes from the upper and lower areas of the calandria to the shield-tank water. Since this 
information is not available for the melting transient, a range of constant time-averaged heat 
fluxes was assumed which is believed to cover the conditions that might be expected, from 
results obtained with DEBRIS.2 and MOLPOOL.  

A comparison of the stored energy with the available energy at any time for a range of heat 
fluxes from 8 to 18 W/cm2 is given in Figure 18. Figure 18 shows that, for time-averaged heat 
fluxes of 12 W/cm 2 and higher the energy available is always less than the stored energy 
necessary to form the pool and crusts. Since the heat fluxes at the onset of melting predicted by 
DEBRIS.2 are generally higher than 12 W/cm2, and are increasing, and since the weighted 
average heat fluxes predicted by MOLPOOL for this period are also greater than 12 W/cm 2, we 
can conclude that there is not sufficient energy available to form a coherent molten pool in the 
calandria under these conditions.  

This finding suggests that, while in general a melting transient will occur as described earlier, the 
relocation of molten material and its re-solidification results eventually in a geometric 
arrangement in which the generated heat can be removed to the shield-tank water •without further 
liquefaction of the debris. Development of the analytical model for the melting transient will be 
necessary to confirm this conclusion.  

6. ASSESSMENT AND CONCLUSIONS 

The design of the CANDU reactor places the cool moderator about 1.5 cm. away from the 
outermost part of the fuel bundle. In turn, the calandria containing the moderator is surrounded 
by a water filled shield tank. Both the moderator and the shield tank are separately-cooled 
systems, and have the ability to remove decay heat from the fuel in a severe accident - the 
moderator immediately, and the shield tank in the longer term.  

The ability of the moderator to prevent fuel melting and retain fuel within the fuel channels in 
the absence of coolant has been extensively studied. This paper assumes that both the primary 
coolant is lost (and not replaced by emergency coolant) and that the moderator heat removal 
system fails. As the moderator boils off, the fuel channels collapse and form a debris bed in the 
lower part of the calandria. The models reviewed here for debris bed formation predict that the 
fuel is not molten when the debris bed is formed, but a molten pool may develop as the bed dries 
out and heats up. However, the formation of a large coherent molten pool is unlikely, from 
energy balance considerations. Nevertheless, a detailed model of the debris behaviour predicts 
that the calandria shell is protected from molten material by a solid crust, and that the decay heat 
is removed from the bed by heat transfer through the thin calandria wall to the shield tank water.  
This conclusion is reasonably insensitive to channel failure mechanism, core collapse.  
mechanism, debris porosity, pore size, and heat from zirconium-steam reaction in the bed.  
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There are a number of uncertainties in this accident sequence, mainly because the structural changes are large. The mechanical/thermal behaviour of the end shields has not been addressed.  
The capability of the shield tank to relieve steam generated by the boiling shield tank water has not been examined; CANDU 9 has special relief pipes to allow for this, but CANDU 6 does not.  There could be local effects in the debris bed or molten pool with the potential to cause hot spots 
on the calandria shell, with the risk of localized dryout, such as crust cracking and melt 
penetration. There is no experimental validation of the debris melting transient; however the debris bed behaviour seems to be insensitive to the details of core collapse and bed parameters.  
There is also uncertainty in the debris bed property values.  
Future analytical work should be done to develop a range of models of core collapse (to see if the results are sensitive to the mode of core collapse) and a model of the debris bed melting transient. On the experimental side, demonstration of adequate critical heat flux on a section of 
the calandria wall containing moltenr material would be useful to show the sensitivity to local 
effects.  
The predicted core melt behaviour for CANDU is considerably different from that of light-water reactors. Contributors to this difference, in addition to the inherent heat sinks provided by the separate moderator and shield tank water are the low power density (about 15.6 MW/Mg of fuel in a CANDU 6, based on the design power) and the extensive dispersion of the debris in the calandria resulting in a shallow molten pool depth of about 1 metre maximum and about 0.65 metre average for the reference case for CANDU 6. However, the results of the present study 
may be relevant to recent studies on external cooling of reactor pressure vessels in light water 
reactors (Henry et al (1993), Park et al (1994).  
Of greater importance are the lessons for severe accident management. Whether or not the 
moderator and shield tank cooling systems are operational, the large volume of water in each system delays the progression of a core melt for hours to days. This allows ample time for restoring electric power or simple mitigation action, such as adding water to the calandria before debris melting begins (Howieson et al (1988), Allen et al (1990)) or to the shield tank at any 
time.  
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MODULAR ACCIDENT ANALYSIS PROGRAM FOR CANDU REACTORS 

C. BLAHNIK: C.S. KIM: S. NIJHAWAN'. R. THURAISINGHAM 
Ontario Hydro. 700 University Avenue. Toronto. Ontario. M5G IX6 "*MIR Consulting Inc. Halifax. N.S. B3H 3P2

Abstract 

MAAP-CANDU is an integrated computer code for the 
best estimate analyses of sever e acc ident scenarios in 
CANDU nuclear power stations. including those with 
signific ant core damage. It is based on the widely used 
MAAP-LWR code with a number of models specially 
developed for CANDU Dynamic feedbacks between plant 
systems and all known natural severe accident phenomena 
are modelled This paper describes the ke*i featui es of the 
code with focus on CANDU.specific models.  

1. INTRODUCTION 

The Modular Accident Analysis Program (MAAP) is 
a family of integrated computer models for the analysis of 
severe accidents in nuclear power plants. The severe 
accidents are those not routinely analyzed as part of the 
design and licensing process for a plant, because the 
probability of such events is extremely low. They can 
involve extreme temperature excursions, a large release of 
radioactive fission products from the fuel and severe 
damage to the plant.  

The CANDU version of the code (MAAP-CANDU) 
has been developed between mid 1988 and the end of 
1990. The development facilitates a recommendation of 
the Ontario Nuclear Safety Review (ONSR) that severe 
accident analyses be analyzed for Ontario Hydro's plants'.  
MAAP-CANDU is based on the MAAP-LWR2 used 
widely around the world for risk assessment studies. The 
source code has been reviewed by experts and extensively 
validated2. The CANDU-specific models were developed 
by a team from Ontario Hydro and international experts 
under strict quality assurance (QA) guidelines. The 
purpose of the QA is to maintain the integrity of the 
generic and phenomenological models while ensuring the 
validity of new, CANDU-specific models. The MAAP
CANDU code thus retains the benefit of extensive 
international research and development (R&D) in severe 
accident phenomenology, which is included in the MAAP 
code family, while representing the unique features of a 
CANDU plant.

MAAP-CANDU is fully documented Detailed 
descriptions of models and input parameters are contained 
in the User's Manual. along with extensive reference-, and 
various validation and verification documents. The code 
is operational on micro, mini and main-frame computers.  
It is currently being employed in the analyses of severe 
accidents for the Darlington Nuclear Generating Station 
(NGS) which quantitatively explore the propagation of 
certain initiation sequences with the potential for a severe 
core damage. The sequences are extracted from the risk 
assessment study for this plant'.  

This paper discusses the MAAP-CANDU code with 
focus on the CANDU-specific features. Following an 
overview of the MAAP modelling approach. the main 
system models are discussed, and the experience with code 
application is described.  

2. MAAP MODELLING APPROACH 

The MAAP code has been developed according to the 
following principles: all reactor systems and structures 
(including the engineered safety systems and natural heat 
sinks) should be represented; all known severe accident 
phenomena shall be represented, the process and 
phenomenology models shall be fully integrated to 
dynamically simulate feedback effects: the code shall be 
flexible to allow a detailed representation if a certain 
process or phenomenon is found to significantly affect the 
accident progression or consequence; and the code should 
be efficient (fast running) to facilitate analyses of long 
duration accident sequences with alternate progression 
pathways. These principles have been implemented in a 
highly modular FORTRAN program. The modules, which 
can consist of a number of the models and sub-programs.  
are implemented in the code in accordance with the 
following five categories: 

High level routines: Direct the computation sequence 
through the code and do not contain any physical models.  
They include the main program, the input-output, data 
storage and retrieval subroutines, and routines that perform 
integration, control time step and direct calls to system 
and region subroutines.  

System status routines: Monitor and record the status of
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the entire plant in each time step. The status is monitored 
by setting and removing event flags for the individual 
systems (i.e. pressurizer empty. moderator cooling systems 
off. non-accident unit vault coolers operating. hydrogen 
bum occumng in containment. etc.) and interventions 
(safety relief valves manually opened. lost power restored.  
etc.). The events flags are subsequently used by the 
region routines to direct the calls to the appropriate 
phenomenology subroutines.  

Region routines: Each routine represents a physical 
region of the plant such as the primary heat transport 
system. the calandria vessel, the vacuum building. etc.  
The region routines assemble the rate equation for the 
integrator using results from phenomenology routines (e.g.  
break discharge, boil-off rate. hydrogen bums, fission 
product transients).  

Phenomenology routines: These routines are the 
fundamental elements of the code. They describe the 
physical processes that occur in each system and region of 
the plant. They include conventional models (e.g. two 
phase break discharge. transient heat conduction) as well 
as models specific to severe accidents derived from the 
international R&D program over the past decade or so.  
Examples of the latter are the various chemical reactions 
at high temperatures. debris behaviour, flow mixing in 
multi-compartment volumes, fission product release and 
aerosol transport.  

Property & Utility routines: These routines supply 
physical properties of materials and fluids.  

MAAP-CANDU solves a set of coupled, first order 
ordinary differential equations. Conservation equations for 
mass and energy are set up for each physical region of the 
plant. The momentum balances of the regions are 
assumed to be quasi-steady. This assumption reduces them 
to algebraic expressions and eliminates the need for 
differential equations describing the conservation of 
momentum.  

3. HEAT TRANSPORT SYSTEM MODELS 

The heat transport system models are schematically 
shown in Figure 1. They consist of three region routines, 
namely the primary heat transport system, the pressurizer 
and the steam generator adapted from the MAAP-PWR 
code. Each region is represented by a single control 
volume from the standpoint of thermal-hydraulics. Since 
accident sequences of interest involve a loss of coolant 
without makeup, any further detail in the representation 
is not warranted for these systems. For the same reasons, 
the Emergency Coolant Injection System is modelled only

to the extent that the user may specify an addition of 
water or steam to the primary heat transport system 
according to the accident scenario circumstances as a part 
of recovery actions. The emphasis is placed on the 
representation of the heat transfer to the various heat sink%, 
including the engineered and structural heat sinks, the 
chemical environment in the systems and the transport and 
deposition of fission products along with their decay heat.  
Appropriate control logic is available for the various relief 
valves, pressurizer heaters and steam generator feedwater 
supply. Structural heat sinks are modelled using a two
dimensional slab model.  
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Figure 1 : Schematics of the Heat 
Transport System Model.  

The heat transport system employs a two-phase.  
homogeneous thermal-hydraulic model prior to phase 
separation. Once the phases become separated, a lumped.  
multi-component, non-equilibrium model is activated. The 
components treated include not only water and steam, but 
also the full range of non-condensable gases which may 
be generated within the system (e.g. H,) or enter it 
through the breaks (e.g. 02. N, and C00).  

The core is represented in the primary heat transport 
system model by a lumped parameter model until the 
onset of heatup. Subsequently. the primary heat transport
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system model activates a separate core heatup model 
described in the following section. At all times. rates of 
interchange of mass and energy. including those of fission 
products. with the interfacing systems are calculated. The 
heat transport models interface with the calandria vessel 
via channel failures. the containment via piping failures or 
pressurizer relief, the confinement via pump seal failures 
and the environment via steam generator steam discharge 
valves. The breaks are triggered by separately derived 
failure criteria' and the relief valves operate according to 
the appropriate control logic. The models are also 
thermally coupled with all the above systems as well as 
the shield tank via the end shield lattice tubes.  

The rates of change of the dynamic variables within 
a region are calculated from the net balance of mass and 
energy flows into or from the region (e.g. break flows.  
conduction to heat sinks), the rates of the internal 
processes (e.g. flashing. rainout. interfacial heat transfer) 
and the local heat source terms (e.g. heat generation in the 
fuel. debris and volatilized fission products).  
Concentrations and temperatures of all fluid components 
are evaluated. Inventories of twelve fission product 
groups are tracked in gaseous. suspended aerosol and 
deposited aerosol states. The changes in local heat source 
terms due to the release and transport of fission products 
are dynamically updated.  

4. CORE HEATUP MODELS 

The core heatup models are unique to CANDU 
reactors. They are activated if and when the liquid and 
steam phases separate in the primary heat transport system 
during the accident. First, a boil-off of any residual water 
in the fuel channels is simulated until the channels dry 
out. During the boil-off period, the channel is represented 
by a lumped heat source with heat losses to the calandria 
vessel and the end-shields accounted for. The amount of 
residual water depend upon accident scenario and is 
specified from a separate analysis. Typically. very small 
breaks in the heat transport system can result in the 
channels and feeders full of water at the time of phase 
separation, while large breaks can lead to essentially fully 
voided channels. The fuel conditions at the end of boil
off are specified in the input. In most circumstances, the 
channels experience only mild temperature excursions 
during this period.  

When the channels dry out, a series of thermal
mechanical models are activated. The processes and 
phenomena represented during this period are highlighted 
in Figure 2 include:

Thermal-hydraulic, thermal-mechanical and thermal-

circulation water-debris terminal debris bed 
Interactions 

Figure 2 : Core Heatup Phenomena 

chemical transients in intact and partially disassembled 
fuel channels with a steam/hydrogen flow on the inside 
and with their calandria tubes either submerged in 
moderator (intact channels) or uncovered and exposedio -

the steam and H, environment in the calandria vessel 
(intact or broken channels). The channel phenomena 
modelled are the deformation and relocation of channel 
components including effects on the flow patterns within 
the channel, the exothermic reaction between Zircaloy and 
steam including the resulting changes in the fluid 
properties due to chemical conversion of H_,O to H.. the 
release offission products and their associated decay heat 
and the disassembly of channel segments either due to an 
excessive strain or by melting of the channel walls.  

The formation. heatup and motion of suspended channel 
debris beds (i.e. solid channel debris temporarily 
supported by the underlying channels). the metallurgical 
transformations within these beds (i.e. alloying of Zr. ZrO, 
and U04. and the release of volatili:ed fission products 
and associated decay heat from these beds.  

The thermal and chemical interactions of the debris falling 
into a water pool at the bottom of calandria vessel (i.e.  
the quenching of debris and the reaction of molten Zr with 
liquid water). The behaviour of the terminal debris bed at 
the bottom of the calandria vessel is computed by the 
model described in the following section.  

Local steam flow and temperature patterns on the outside 
of calandria tubes in the uncovered region of the core.
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governed by" forred flow due to steaming from the 
calandria vessel pool or by buo vancv ti hen the steamin q 
subsides. "The flow fields take into account any 
obstructions formed b.i the suspended debris beds 

The core heatup models are fully integrated 'with the 
interfacing systems (i.e. with primary heat transport 
system. calandria vessel and end-shield models). The 
progression of core degradation influences the thermal
hydraulic response of these regions with a feedback on the 
core behaviour via altered boundary conditions.  

To facilitate this level of integration, the fuel channels 
are grouped according to power and elevation into sets of 
entities with similar characteristics. Each set is then 
represented by a "characteristic" channel which is 
modelled in detail. The behaviour of all other channels 
(called the "associated" channels) within a set is assumed 
to be identical to that of the characteristic channel. It may 
be offset in time for the associated channels if the group 
represents several channel rows which may then dry out 
at different times due to different water volumes in the 
feeders.  

The characteristic channel is represented by a 
generalized, multi-node annular ring model. Each ring 
preserves material properties. areas and volumes of the 
component it represents. The number of rings and that of 
the axial nodes can be user specified. In the reference 
model, 9 radial and 13 axial nodes are employed as shown 
in Figure 3. Steam and H, flows within an intact channel 
are determined dynamically from the chemical 
environment in the primary heat transport system, a user 
specified pressure differential across the reactor header, 
the channel resistance and the fuel heat output. Once the 
channel fails, the internal flows are determined by 
differences in the fluid conditions between the primary 
heat transport system and the calandria vessel.  

The channel failure and disassembly are modelled by 
a separately derived failure criteria'. Any channel 
segments that meet the disassembly conditions move into 
a debris bed which may be suspended within calandria 
vessel (i.e. rest on still intact channels or located on the 
bottom of calandria vessel). A spillage of peripheral fuel 
can also be triggered when a user specified number of the 
channel central segments have disassembled. The pressure 
and calandria tube masses of these peripheral nodes are 
assumed to remain attached to the calandria vessel tube
sheet.  

The boundary conditions on the outside of the 
calandria tubes are evaluated locally for different regions 
of the core. The core is divided into of core nodes within 
which the fluid conditions are assumed to be the same.

37 element bundle S ring model

9-et h*O86W 

1 /406d9# ppe d n 

Figure 3 : Fuel Channel Model 

The nodes are defined by up to 24 equal. horizontal slices 
and 5 vertical slices or axial segments. Each horizontal 
slice contains three characteristic channels. In the 
reference nodalization scheme. 30 core nodes are 
employed, formed by 5 axial slices and 6 vertical slices 
through the calandria vessel. Thus. calandria vessel fluid 
conditions are the same within 2 or three bundle lengths 
over 4 channel rows in the reference scheme. The flow 
and temperature fields through these nodes are then 
evaluated based on the steaming rate in the calandria 
vessel and the presence of suspended debris within the 
nodes.  

The suspended debris behaviour is modelled on a core 
node basis. Since there is uncertainty with the motion of 
debris through a maze of underlying horizontal 
obstructions, the models have been designed to facilitate 
parametric analyses. Thus, the effects of different debris 
motion patterns (e.g. from an immediate relocation to the 
terminal debris bed upon disassembly, to the longest 
retention in the suspended form until the materials melt) 
can be studied.  

The fission products are modelled on the fuel ring 
basis until the melting of channel segment walls. The 
residual inventories are then homogenized within the 
debris bed as are the fuel temperatures. The fuel is 
assumed to be failed at the onset of core heatup which is 
adequate for most severe accident analyses. A fuel failure 
model is also available which correlates the burnup-power 
dependant ring location with the failure temperature4 . The 
release is modelled by user selected correlations of
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experimental data 5". The fuel decay power in the 
channels as well as the suspended debris beds is corrected 
at all times for the heat carried away by the fission 
products.  

5. CALANDRIA VESSEL AND SHIELD TANK 
MODELS 

The calandria vessel and the shield tank are systems 
unique to CANDU reactors. Region routines to represent 
these systems have been specifically developed utilizing 
the MAAP phenomenology and property routines. The 
systems are schematically shown in Figure 4. A lumped.  
multi-fluid, non-equilibrium thermal-hydraulic model is 
employed in these region routines, similar to that used in 
the heat transport system models.  

The calandria vessel is represented by a single control 
volume which can contain intact or broken fuel channels.  
water, steam, non-condensable gases and debris. This 
model interfaces with the primary heat transport system 
via channel failures, the containment via rupture disc 

discharge. lattice tube leaks or seam failure and the shield 
tank via melt-through failure. The moderator cooling 
system. if available in the accident scenario, is also 
modelled. For scenarios with a loss of moderator cooling, 
a boiled-up water level is calculated. tracking the extent of 
core uncovering. The steam generation due to the heat

transfer from submerged fuel channels, falling debris and 
the terminal debns bed at the bottom of the vessel is 
accounted for. Gas flow and temperature distributions in 
the uncovered region of the calandria vessel are calculated 
for forced and/or natural circulation. depending on the 
steaming rate from the liquid pool at the bottom. The 
steam condensation on the walls of the shield tank and 
end-shield is also modelled, as is the deposition and re
volatilization of fission product aerosols.  

The quantity and the state of debris at the bottom of 
the calandria vessel is tracked (the suspended debris are 
tracked by the core heatup model). The quenching of 
debris, the chemical interactions of molten Zr with the 
water pool and the subsequent re-melting of debris are all 
modelled. The growth or shrinkage of crust thickness 
surrounding the molten pool is evaluated to calculate the 
heat transfer from the molten debris pool to the overlying 
water or gas. and to the calandria vessel wall.  

The shield tank is represented by four control 
volumes, one for the main body of the tank including the 
shield tank extension, two for the end-shield and one for 
the head tank. The multi-volume representation is 
necessitated by the complex flow interconnections in this 
system. The shield tank cooling system network, the 
reltef valves, the expansion tank vent and the expansion 
tank overflow to the active drain are modelled. The heat 
losses to the internal structures and to the containment

Figure 4 : Calandria Vessel and Shield Tank
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through the walls are also modelled. The shield tank 
model interfaces with the calandria vessel via melt-through 
failure, the containment via pressurization and/or melt
through failure and the environment via reactivity deck 
seal failure. The breaks are activated by separately 
derived failure criteria4 . The properties of w~ater. steam.  
debris and fission products are dynamically processed and 
updated in each of the control volumes. t 

6. CONTAINMENT, CONFINEMENT AND 
VACUUM BUILDING MODELS 

The nodalization scheme for the multi-unit Darlington 
NGS plant is schematically shown in Figure 5. The 
generalized model consists of up to 20 control volumes.  
each representing a region of the containment or 
confinement. The user specifies the properties of these 
regions (dimensions. material properties. heat sink 
characteristics. etc.) and how they are interconnected 
among each other as the plant-specific input. The input 
also defines the regions into which the molten core debris 
can flow and potentially interact with the concrete, the 
locations of sumps and the locations of engineered safety 
systems. The latter includes the vacuum building and its 
subsystems, the vault coolers, the post-accident water 
cooling system. the emergency filtered air discharge 
system. the hydrogen igniters. Each engineered safety 
system is represented by a separate model.

There are six possible sources of mass and energy 
discharge to the containment from the damaged reactor: 
The relief discharges from the pressurizer. shield tank and 
calandria vessel and the break flows from primary heat 
transport system. calandria ,essel and shield tank. The 
discharge can consist of water, gases and molten debris.  
Other sources of heat modelled are the structural heat 
losses from the damaged reactor and the non-accident 
reactors. the heat transfer from the core debris on the 
containment floor, the decay heat carried by the fission 
products suspended in the atmosphere or deposited on the 
surfaces. and the chemical heat generated by the 
combustion of flammable gases. The heat is dissipated to 
the engineered safety systems. if available in the accident 
scenario and to the natural heat sinks (equipment metal.  
building walls and containment leakage).  

In order to simultaneously evaluate the responses of 
all the containment and confinement volumes, various 
rates of changes are calculated. They are based on the 
rates of the interfacing regions and the phenomena 
occurring internally in each of the containment regions.  
The rate information is then fed back to the interfacing 
regions in the next time step with local implicit 
calculations performed when necessary.  

The gas flow through vertical or horizontal junctions 
is modelled by considering the natural circulation (one 
directional Bernoulli flow as well as counter-current flow).

.Unit 12 reactor vault

Figure 5 : Containment Nodalization
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and the forced flow. The counter-current flow model for 
intercompartnment flows is based on recent experimental 
data". The forced flow is caused by a break discharge.  
the vacuum building pressure suppression processes and 
rapid steaming within the containment following an 
interaction of molten debris with water.  

The transport of fission products is evaluated in all 
regions to which these material have access. With the 
exception of noble gases. the fission products and non
radioactive structural materials may be present in three 
states: vapour, suspended aerosols and deposited aerosols.  
The suspended aerosols are deposited by sedimentation.  
inertial impaction and thermophoresis using an 
experimentally determined correlation to the aerosol mass 
concentration in the atmosphere" •. Re-suspension and re
volatilization of the deposited materials are also 
modelled"' ".  

If molten core debris comes into contact with concrete 
in the accident scenario, a model for core-concrete 
interaction is activated. This model simulates a one 
dimensional ablation of the concrete. The extent of attack 
predicted by this model differs slightly from the 
experimental observations which exhibit a two-dimensional 
behaviour (i.e. different attack rates at vertical and 
horizontal surfaces)". If a more detailed representation 
of the core-concrete interaction process is required. a 
recent EPRI developed two-dimensional model can be 
employed. The products of concrete ablation (molten 
concrete constituents and gases) mix with the molten core 
debris, altering its properties and causing various chemical 
reactions with the molten metals. Some 21 reactions of 46 
constituents are represented'"' 4.  

Flammable gases are produced by metal-steam 
interactions (H,) and by chemical reduction of CO, 
generated by concrete decomposition (CO). These gases 
enter the containment atmosphere and are distributed 
among the regions by the inter-compartment flow. Models 
for a global compartment bum, an incomplete 
compartment bum (vented combustion) and standing 
flames (hydrogen-laden jets) are available '". The bums 
are initiated by igniters when the gas mixture in a 
compartment becomes flammable. If the ignition sources 
are unavailable in the accident scenario, the bums are 
initiated by auto-ignition or by a user defined criteria for 
spurious ignition.  

7. EXPERIENCE WITH MAAP-CANDU 

The MAAP-CANDU code has been successfully 
tested for several severe accident scenarios, including the 
total loss of heat sinks in the accident unit due to a loss of

all electrical power. Figure 6 shows some results from a 
preliminary test run for the later scenario. Immediately 
apparent from this figure is the need for the computational 
speed. since the accident sequence can last for days. This 
run took 25 hours on a personal computer (PC) with a 
386-20 processor. The same run on a 486-25 PC required 
8 hours. while 4 hours were needed on a UNIX based 
engineering work station. In all instances, the running 
time is shorter than the accident time. Thus. the 
computing efficiency does not represent a constraint to the 
analysis. The results can typically be produced faster than 
can be absorbed by the analyst. since more than 2000 
system variables are available for examination. Some 
system variables may consists of many values. For 
example. 2106 channel temperatures are available for 18 
characteristic channels. Since the processes and 
phenomena evolved during the accident transients are 
complex and highly interrelated, it is essential to examine 
many of these variables simultaneously. Specialized 
plotting and process visualization programs are essential 
and have been developed to effectively analyze the vast 
amount of information generated.  

The accident progression sequence was predicted to 
be identical on all machines. but some minor differences 
in the timing of events were noted between the DOS and 
UNIX based machines. These were well within the range 
of uncertainty of severe accident phenomena and the 
differences caused by the nodalization choices routinely 
covered by parametric analyses for each scenario.  
Nevertheless, efforts are under way to trace and eliminate 
these machine differences.

Figure 6: Inventory Transients for Unit Blackout 
Scenario
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The program' requires a large amount of plant and 
equipment information (in excess of 1500 input parameters 
are needed to describe the plant). Furthermore. a number 
of model parameters such as equipment failure criteria had 
to be derived by separate analyses. The process of 
assembling and verifying this information has turned out 
to be as manpower consuming as the development of the 
models, particularly since high QA standards are set and' 
maintained. To ensure the integrity of the results. strict 
configuration management controls are implemented to 
cover both the models and plant data.  

8. CLOSING REMARKS 

A state-of-the-art. fully integrated computer code is 
now available in Ontario Hydro for the analysis of severe 
accidents in the CANDU plants. The code combines the 
fundamental thermal-hydraulics, physics and chemistry 
from the literature with the up to date results of the 
international R&D programs on severe accidents. All 
known accident phenomena are represented. Is are all the 
engineered systems and structures in the plant. Many 
phenomenology models have been validated and 
benchmarked for the source code and the integrity of these 
models has been strictly maintained. The remaining 
models are employed parametrically to explore the 
uncertainties.  

A complete set of MAAP-CANDU input parameters 
and models for the Darlington NGS has been assembled 
and documented. Severe accident analyses are now in 
progress for this plant and the results will be published 
following a comprehensive expert review.  
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ABSTRACT 

The paper examines processes and phenomena which control the 
progression of severe accidents in a multi-unit CANDU station.  
Theoretical models and relevant experimental data are reviewed.  
It is shown that modern CANDU reactors are inherently tolerant 
of a prolonged loss of engineered heat sinks at decay power 
levels. Most severe accident phenomena discussed in this paper 
are quantitatively understood, supported by results of domestic 
and international research. Where quantitative information is 
sparse or lacking, parametric analyses are available using MAAP
CANDU computer code to explore the range of uncertainty.  

I. INTRODUCTION 

This paper explores sevee accident phenomena relevant 
to large CANDU reactors. A lois of all engineered heat sinks 
due to a loss of all electrical power is used to illustrate these 
phenomena The multi-unit (4 x 850 MWe) Darlington Nuclear 
Generation Station'" (DNGS) in Ontario, Canada is analyzed 
assuming that the power is lost to one of its units during a 
transfer to local power supplies following a damage to the main 
switch-yard. It is further assumed that the emergency power 
generators are unavailable and that the operators do not undertake 
effective recovery actions, although ample time is available and 
appropriate emergency procedures are in place (both event based 
as well as symptoms based procedures). Simulations %,ith 
MAAP-CANDU computer code3 are employed to characterize the 
progression of this stylized accident with a focus on the 
underlying thermal-hydraulic, thermal-michanical and chemical 
processes.  

It. EARLY RESPONSE 

The loss of all electrical power results in an immediate, 
automatic reactor shut-down, but engineered heat remo-al 
systems in the affected unit gradually degrade after the shut
down. The primary heat sink (steam generators) as well as 
alternate heat sinks (heavy water in the calandria vessel and light 
water in the shield tank) rely on their existing water inventories 
for heat dissipation due to a loss of feed and service water 
supplies. The emergency core cooling system requires electrical
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power f'r punund- delivery and is therefore not available. The 
instrument air becomes depleted due to a loss of compressors, 
disabling the atmospheric steam discharge valves and other 
pneumatically operated devices Air coolers in the accident 
reactor vault cease to operate, although containment heat sinks 
are still available in the interconnected, non-accident units which 
successfully transferre, to their internal power supplies. In 
longer term, when battery-backed power supplies become 
depleted, all instruments become unavailable.  

A. Iteat Transport System Response

Decay heat from the reactor is initially transported to 
steam generators (SG) and later relieved into the bleed condenser 
and containment. Coolant inventory and pressure in the heat 
transport system (HTS) are shown in Figure 1, indicating that the 
coolant relief commences at about 6 hours. This timing depends 
primarily on the initial SG water inventory (normal inventory is 
340 Mg ± 10% in 4 SG's).  

Forward flow through all 480 parallel fuel channels is maintained 
by single phase natural circulation which is assured by the liquid
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Figure 1 HTS pressure and inventory
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filled H4TS and the effective SG heat sink'. When the SG heat 
sink inventory is significantly depleted and a large fraction of the 

U-tube surface becomes uncoverfd, the natural circulation pattern 

can be altered by increasing negative pressure differentials 
between the reactor headers. This can cause some fuel channels 

to experience flow reversals'.  

During the period in which the steam generator heat removal 

capability deteriorates and bi-directional flow patterns emerge (i e 

between 4Y2 and 6 hours, Figure 2) , adequate convective cooling 

is maintained to limit temperature excursions in the fuel 
channels At prevailing HTS pressures (10 to 12 MPa, Figure 1), 
the pressure tube would start to strain radially (balloon) if heated 
to about 600'C'. However, such temperatures are not attainable 
even if a local voiding were to occur in the fuel channels'.  

Figure 2 shows contributions or available heat* sinks to the 

dissipation of decay heat. Heat flows to the alternated heat sinks 

arc limited in the early stages by small temperature gradients 
among the HTS coolant and the liquid pools in the Calandria 
Vessel (CV) and the Shield Tank (ST) The difference between 

the net heat generation and the total heat removal to the heat 

sinks is first stored in the HTS coolant and structures ( < 6 

hours) and then relieved into the bleed condenser and 

containment ( > 6 hours) The relief of coolant alters the HTS 
flow patterns, but maintains the core temperatures close to 

saturation as long as the fuel channels remain flooded.  

The reactor headers become voided around 6.5 hours when the 

HITS coolant inventory depletes to about 50 percent. A global 

HITS phase separation is expected at this juncture, with liquid 

collecting below the headers and only steam relieved into the 

containment. Subsequently, the fuel channels gradually boil off 

their residual liquid inventory during which time stratified 

conditions develop in horizontal fuel strings. By the time the 

HITS liquid inventory drops to between 15 and 25 kg per channel, 
the steam is superheated and unable to keep the pressure tube 

temperatures low enough to prevent thermal-mechanical 
deformations A fuel channel with stratified liquid and steam 

develops a large top-to-bottom temperature gradient (i e. liquid 
filled bottom near saturation temperature, steam filled top 

superheated) This induces non-uniform straining of the pressure 
tube wall to failure' at 8.4 ± I hours. The uncertainty stems 

from the precise timing of phase separation in the inlet headers 

and the duration of channel boil-off, which varies across the core 

according to local channel conditions (i e. volume and power) 

The thin calandria tube cannot withstand the discharge or 

superheated steam at high pressure (> 12 MPa)' and ruptures 

very shortly after the pressure tube failure 

The fuel channel rupture produces a relatively large discharge of 
HTS coolant into the calandria (about 150 kgfs) and temporarily 

enhances the convective cooling of remaining intact channels by 

flashing the liquid and forcing the flow towards the break. Since 

the pressure tube deformation temperature is very sensitive to 

pressure', the depressurization transient in conjunction with 

improved cooling prevent additional channel failures at this time.  

The HTS relief valves close and the core is cooled by the 

blowdown discharge of the remaining coolant until the HTS 
depressurizes.
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B. Moderator System Response 

The liquid moderator (about 260 Mg in the CV) 

surrounding.the fuel channels is initially sub-cooled at about 

65°C. Boiling of this moderator fluil starts at around 7.5 hours 

due to heat rejection from the fuel channels. The net heat load 

to the calandria vessel is reduced by the heat transfer to some 

800 Mg of light water in the shield tank as shown in Figure 2.  

When the moderator boils, the steam relief through spring loaded 

relief valves maintains the CV at about 165 kPa until the first 
fuel channel ruptures.  

The discharge from the ruptured channel cannot be condensed in 
the boiling moderator and exceeds the capacity of relief valves.  

Consequently, one or more of the four large CV rupture disks 

burst to protect this vessel from excessive pressurization. Void

induced swell of the moderator level causes a two-phase 
discharge from the CV into the containment. When the coolant 
discharge from the HTS subsides, fuel channels at the top of the 

core are above the liquid level in the CV. Between 6 and 10 

channel rows (out of 24 rows total) become uncovered, 

depending on the elevation and orientation of channel rupture 

which, in turn, determines the number of burst CV rupture disks'.  

Ill. REACTOR HEAT-UP AND DISASSEMBLY 

Conditions at the onset of core heat-up are schematically 

illustrated in Figure 3. The HTS and CV are near atmospheric, 
since they are interconnected to the containment. The 

containment vacuum pressure suppression system' readily copes 

with the mass and energy discharges that have occurred from the 
HTS and CV. The HTS is voided, containing some 150 kg of 

steam. The CV is partially voided, containing some 150 ±t 10% 

of boiling heavy water. The ST is still liquid filled and 

sub-cooled at less than 80*C. The fuel in intact fuel channels is 
at < 300 'C and generating < 0 8 percent power.
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Figure 3 Onset of core heut-up

Fuel channels heat up at different rates, depending on their decay 
power level (pre-accident power ranges from < 4 to about 6 5 
MW), axial power distribution (can vary by a factor of 15 along 
the fuel string) and fluid conditions surrounding the channel 
(uncovered or submerged) The chemical environment in the 
intact channels is initially oxidizing (i e steam), changing to 
reducing as the steam in the HTS is consumed to produce H2 and 
then to oxidizing again when a number of channels disassemble 
and the steam ingress from the CV occurs.  

Fuel temperature excursions in the submerged channels are 
arrested below about 1200*C by the radial rcjcction of decay heat 
into the moderator/coolant pool'`. These channels then maintain 
their integrity as long as the alternate heat sink (i e. water pool) 
is present on the outside surface of calandria tubes". The 
uncovered channels continue their slow temperature excursion 
until rapid lateral deformations (i e sagging) commence when the 
calandria tube wall temperature reaches about 1000°C oer an 
appreciable axial length The temperature excursion is then 
accelerated by the exothermic reaction of Zr on the outside or 
channel with the steam in the CV.  

A Fuel Channel Disassembly 

Disassembly of uncovered, deformed, horizontal fuel 
channel is very complex. It involves mechanical and chemical 
interactions with the surrounding horizontal channels, in-core 
devices and debris Local chemi-.al interactions with the CV

environment also occur which are sensitive to details of 
geometry. Anticipated processes are schematically depicted in 
Figure 4. Channel segments will separate near the individual 
bundle junctions by a sag-induced local strain when a sufficient 
displacement distance is available (i.e. vertical span to the first 
submerged channel row > I so).  

The coarse debris from disassembled upper channels tends to 
remain suspended on the lower, deformed channels, ultimately 
being supported by the first row of channels that is still 
submerged and thus adequately cooled. This debris contains 
large, hot, unoxidized Zr surfaces (i e. gap between the pressure 
tube and calandria tube) which are suddenly exposed to steam.  
The reaction heat melts the metallic Zr a short time later (within 
about 15 minutes of channel segment separation). This melt 
(some 13 kg Zr per meter of channel length) tends to be non
wetting since the local heat-up is too rapid to appreciably raise 
its dissolved oxygen content. Hence, most of this melt flows into 
the water pool at the bottom of CV, chemically interacting with 
liquid water when it enters the pool. The extent of this latter 
reaction depends on the dispersion of molten metal stream into 
droplets, and it is typically less than 3 percent of Zr mass.  

Timing of channel segment disassembly is illustrated by ticks on 
dashed horizontal bars in Figure 5 which represent time during 
which high, medium and low power channels at their respective 
elevations in the CV are identifiable entities (i e. channel stubs 
with fuel remain attached to end faces of CV).
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Figure 4 Fuel channel disassembly

B. Suspended Debris Response 

Ceramic oxides and a small amount of metal remaining 
in the suspended debris compact by sintering, eventually limiting 
access of steam into the debris bed A portion of this debris may 
liquefy if a sufficient time is available prior to the collapse of the 
bulk of the core (see below). However, any appreciable build-up 
of melt is precluded by the downward motion of the whole debris 
bed which follows the falling liquid level in the CV. This 
motion disrupts any crust containing the melt.  

As the mass of suspended debris increases, the load on the first 
submerged channel row also increases. Each submerged channel 
can only support the weight equivalent to about 7 other channels, 
so a row of channels can hold 75 ± 25 Mg ofdebris. Excessive 
debris loading will shear the submerged channels near the 
vertical faces of CV, increasing the loading on the channels 
below. This leads to progressive shearing of all but some low 
power peripheral channeis, causing a collapse of the reactor core 
into the liquid pool at the bottom of CV at approximately 11 
hours (Figure 5 ) No appreciable amount of molten corium is 
present at the time of core collapse since, as shown in Figure 5, 
the suspended debris load builds up quite rapidly to the collapse 
threshold, limiting the time available to melt the materials.  

The core collapse may be delayed by several hours if the debris 
does not accumulate on the submerged channels (i e if it falls to 
the bottom of CV after it is formed). However, the outcome is 
the same for all disassembly pathways: a solid debris bed located

at the bottom of CV which dries out after about 14 hours 
(Figure 5) The various modes of suspended debris motion result 
in differences in fission product release and H, generation 
transients, but do not affect the terminal state-of the debris.  

C. Terminal Debris Response 

The terminal debris bed at the bottom of CV transforms 
to a molten pool of U/Zr alloy surrounded by a relatively thin 
solid crust. It reaches a quasi-equilibrium state in which 
essentially all the decay heat is absorbed by the 800 Mg of light 
water in the ST". The volumetric expansion of this water is 
relieved into the containment, but the relief capacity is 
insufficient when a bulk boiling of light water commences. The 
ST pressurizes to 8S0 EPa sometimes after 27 hours. At this 
pressure, a seam at the bottom of ST is predicted to fail, opening 
a long and narrow discharge path into the containment. Water 
drains relatively rapidly from the ST. thereby removing the heat 
sink for the corium pool CV wall melt-through follows shortly 
after ST draining.  

IV. LONG-TERM RESPONSE 

It is likely that the core disassembly process will be 
arrested in the empty shield tank. The melt from the CV pours 
onto a layer of cool, steel shield balls (> 90 Mg) and freezes as 
it spreads on 68 m' of flat ST floor. The large steel mass at the
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Figure 5 Core disassembly transient

bottom of ST (i e. steel balls and wall structures) is capable of 
absorbing the stored heat and then dissipating the decay heat to 
the containment atmosphere. The arrangement of the ST in the 
containment promotes natural convection cooling along the 
bottom of the tank (Figure 6) Another convection flow is 
established through the ruptured ST seam, the penetration in the 
bottom of CV and the CV relief ducts. Deterministic analysis of 
the long term ST thermal-mechanical response is not attempted, 
since the consequences are not fundamentally different %hether 
or not the debris is released into the containment.  

If the debris remains in the ST and the CV, it will be gradually 
oxidized by a mixture of air and steam drawn into the damaged 
vessels by buoyancy. Some relocation of materials remaining in 
the CV (e g channel stubs) may occur due to embrittlement 
andlor localized heating by chemical heat. The oxidation may 
volatilize UO2 

1 and alter kinetics of fission product release" 
until a protective oxide builds up on exposed surfaces of debris.  
Aerosol release into the containment will thus continue for some 
time Hydrogen production will also continue, at least until 
steam in the containment atmosphore is condensed 

If the hot floor of the shield tank cannot support the load of 
debris and fails by thermal creep, then a fraction of the solid 
debris will fall onto a floor of fuelling machine duct (FMD) 
covered by a thin layer of water (some 1200 Mg of H2 0 spread 
over 3600 m2 of FMD floor with several shallow sumps). This 
debris may cool down rapidly if dispersed by the impact, or 
gradually if it remains in a pile which spreads by liquefaction.

The material remaining in the damaged reactor will again 
experience a convective cooling in an oxidizing environment.  

In either case, thermal-chemical interactions of core materials 
with concrete are practically impossible, as are any steam 
explosions in the containment Non-condensible gas generation 
is limited to H, produced by the reaction of Zr with steam, and 
to the instrument air leakage in the non-accident units Hydrogen 
combustion is mitigated by a prolonged period of high moisture 
content in the containment atmosphere which allows for its 
dispersion throughout the large volume of multi-unit containment 
(>2-10' m3) Containment heat sinks in non-accident units tend 
to speed up .the condensation, but also promote the inter-unit 
mixing of the atmosphere and the dilution of H,.  

V. DISCUSSION 

The early response is governed by the heat rejection to 
the water inventory in the SG's, and latter by the relief of HTS 
coolant This is similar to any other reactor system. The delivery 
of heat to the generators through a network of parallel piping 
results in complex flow patterns and mild localized temperature 
excursions. A considerable experimental data base. and 
sophisticated models are available on these subjects, although 
these are typically focused on less severe accident conditions.  

Liquid moderator delays the timing of channel rupture somewhat, 
but it cannot prevent this rupture with the HTS fully pressurized.
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Figure 6 End of core heatup

A fuel channel must fail when the HTS becomes highly voided 
and steam temperatures climb locally beyond about 600*C. The 
criteria of channel rupture are well understood and 
experimentally verified. The CANDU fuel channel acts as a 
"fuse" which precludes any melting of core materials at high 
pressures.  

Some of the liquid moderator is displaced into the containment 
following an in-core rupture. Analytical models supported by 
pilot-scale experiments are available to describe the response of 
the CV to the pressurized discharge from the HTS. The amount 
of water left in the CV can vary within ± 10 %, depending on 
the location and orientation of channel rupture 

Thermal-mechanical response of voided fuel channels is also well 
understood and experimentally verified. However, the 
disassembly of uncovered, horizontal channels can only be 
treated by parametric analyses because of the complex 
interactions involved The MAAP-CANDU computer code is 
designed to facilitate these parametric analyses. It is found that, 
for the DNGS reactor, the dynamics of core disassembly are not 
crucial to the outcome All disassembly pathways lead to a bed 
of solid debris at the bottom of CV which melts when the 
alternate moderator heat sink diminishes by boiling.  

In the course of core disassembly, small amounts on molten 

materials may cascade into a boiling water pool in the CV at 
near atmospheric pressure. The geometry favours a quenching of 
this melt, but a potential for, and consequences of, highly 
energetic interactions are yet to be quantified.

Drying of large, coarse debris beds and subsequent heating to 
liquefaction is well understood, but only limited information is 
available about a release of fission products from such beds.  
Indications are that the release may be severely curtailed by the 
absence of carrying gases to transport the fission products from 
the melting bed.  

Behaviour of molten pools in water cooled, steel vessels is well 
known from industrial applications. Properties of molten corium 
have been established by international research programmes.  

Thermal-mechanical response of ST after CV failure has not been 
investigated in detail. Literature reports an order-of-magnitude 
variation in heat transfer coefficients for free convection along 
surfaces of large vessels. This range spans the condition under 
which the ST would survive or fail. Also, thermal-chemical 
interactions of hot, solid debris with air drawn into the failed 
vessels are difficult to describe because heterogenous chemical 
reactions are sensitive to details of geometry. Extensive data 
base of small scale experiments is available which indicates that 
UO and certain fission products may be volatilized at moderate 
temperatures and high partial pressures of oxygen.  

Considering the timing of CV failure (> I day) an improved 
understanding of the long-term phenomena is mainly of academic 
interest. Any real accident sequence will involve numerous 
interventions by this time, and the outcome will be determined 
by the interventions.
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VI CONCLUSIONS 

Modem CANDU reactors are inherently tolerant of a 
prolonged loss ,of engineered heat sinks at decay power levels.  
This is primarily because two large volumes of water (i.e.  
moderator and shielding water) surround the reactor core and act 
as passive heat sinks in severe accidents. The effectiveness of 
these heat sinks depends on plant specific design features".  

The pressure tube reactor design precludes any melting of core 
components at high internal pressures. Small amounts of molten 
metal (mainly Zr) may drain into liquid pool in calandria vessel 
at near atmospheric pressure, but other interactions with water 
during the core disassembly involve coarse, solid debris.  

The debris is contained in the calandria vessel for a long period 
(>1 day) If no recovery is successful during this time, the debris 
will penetrate into the shield tank and reject its decay heat into 
the containment atmosphere The multi-unit containment design 
facilitates a cooling of atmosphere in non-accidcnt units 

The plant specific arrangement of the reactor in the containment 
avoids core-concrete interactions whether or not the debris 
eventually penetrates into the containment. Instead, at least a 
portion of the debris is slowly oxidized by the containment 
atmosphere in the long term. This oxidation releases aerosols 
into the containment, but does not produce large volumes of non
condensable gases.  

Most severe accident phenomena discussed in this paper are 
quantitatively understood, supported by results of domestic and 
international research. Where quantitative information is sparse 
or lacking (e.g details of core disassembly dynamics, free 
convection cooling of large vessels), parametric analyses are 
available to explore the range of vncertainty. It is found that the 
lacking information is not c'ucial to understanding the 
progression of accident, nor to evaluating the ultimate 
consequences
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