
NUCLEAR MANAGEMENT COMPANY 
PRAIRIE ISLAND UNIT 1 CYCLE 21

Section 9.

INSERVICE INSPECTION 
SUMMARY REPORT

Previously Unreported R/R Activities for Fuel Cycles 16 thru 20

315 NIS-2 forms are attached which identify previously unreported Prairie Island Unit 1 Repair/ 
Replacement Activities during fuel cycles 16 through 20. These repair/ replacement activities were 
not submitted with previous Summary Reports as required by ASME Section XI. This 
nonconformance is documented in the plant corrective action process as GEN20011564, 
EWR020265, ACC20011723, EWR000224, GEN20015702, and CAP000153.  

CODE 

ITEM # COMPONENT NAME DESCRIPTION - CLASS SYSTEM 

1-16-0001 Snubber Replaced piston. SN 

1-16-0002 Snubber Replaced piston. SN 

1-16-0003 Snubber Replaced piston and cylinder SN 

1-16-0004 Snubber Replaced piston. SN 

1-16-0005 Snubber Replaced piston. SN 

1-16-0006 Snubber Replaced piston and cylinder. SN 

1-16-0007 Snubber Replaced piston and piston rod. SN 

1-16-0008 Snubber Replaced piston SN 

1-16-0009 Snubber Replaced piston. SN 

1-16-0010 Snubber Replaced piston. SN 

1-16-0011 Snubber Replaced piston. SN 

1-16-0012 Snubber Replaced piston. SN 

1-16-0013 Snubber Replaced piston and tie rods. SN 

1-16-0014 Snubber Replaced piston. SN 

1-16-0015 Snubber Replaced valve block. SN 

1-16-0016 Snubber Replaced piston and cylinder. SN 

1-16-0017 Snubber Replaced piston SN 

1-16-0018 Snubber Replaced cylinder. SN 

1-16-0019 Snubber Replaced cylinder SN 

1-16-0020 Snubber Replaced cylinder. SN 

1-16-0021 Snubber Replaced piston. SN 

Replaced piston, valve block, cylinder, piston rod and short 
1-16-0022 Snubber body. SN 

1-16-0023 Snubber Replaced cylinder. SN 

1-16-0024 Snubber Replaced piston and piston rod SN 

1-16-0025 Snubber Replaced piston and piston rod. SN 

1-16-0026 Snubber Replaced piston and piston rod. SN 

1-16-0027 Snubber Replaced piston and piston rod. SN 

1-16-0028 Snubber Replaced piston and piston rod. SN 

1-16-0029 Snubber Replaced cylinder. SN
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CODE 

,ITEM# COMPONENT NAME DESCRIPTION- 'CLASS SYSTEM 

1-16-0030 Snubber Replaced piston and piston rod. SN 

1-16-0031 Snubber Replaced piston and piston rod. SN 

1-16-0032 Snubber Replaced piston and cylinder. SN 

1-16-0033 Snubber Replaced piston and piston rod. SN 

1-16-0034 Snubber Replaced short body and tie rods. SN 

1-16-0035 Snubber Replaced piston and piston rod. SN 

1-16-0036 Snubber Replaced piston and piston rod. SN 

1-16-0037 Snubber Replaced piston and cylinder. SN 

1-16-0038 Snubber Replaced piston. SN 

1-16-0039 Snubber Replaced piston. SN 

1-16-0040 Snubber Replaced piston. SN 

Replaced snubber with pre-tested spare of same 
1-16-0041 Snubber model/manufacturer. 3 SN 

Replaced snubber with pre-tested spare of same 
1-16-0042 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0043 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0044 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0045 Snubber model/manufacturer. 3 SN 

Replaced snubber with pre-tested spare of same 
1-16-0046 Snubber model/manufacturer. 3 SN 

Replaced snubber with pre-tested spare of same 
1-16-0047 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0048 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0049 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0050 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0051 Snubber model/manufacturer. 3 SN 

Replaced snubber with pre-tested spare of same 
1-16-0052 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0053 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0054 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0055 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0056 Snubber model/manufacturer. 2 SN 

1-16-0057 Snubber Reolaced snubber with ore-tested soare of same 2 SN
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CODE' 

ITEM # COMPONENT NAME -DESCRIPTION CLASS SYSTEM 

model/manufacturer.  

Replaced snubber with pre-tested spare of same 

1-16-0058 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 

1-16-0059 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 

1-16-0060 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 

1-16-0061 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 

1-16-0062 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 

1-16-0063 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0064 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 

1-16-0065 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 

1-16-0066 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 

1-16-0067 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 

1-16-0068 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 

1-16-0069 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 

1-16-0070 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0071 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 

1-16-0072 Snubber modellmanufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0073 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0074 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 

1-16-0075 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 

1-16-0076 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 

1-16-0077 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 

1-16-0078 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0079 Snubber modellmanufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 

1-16-0080 Snubber model/manufacturer. 2 SN
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Replaced snubber with pre-tested spare of same 
1-16-0081 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 
1-16-0082 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 
1-16-0083 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 
1-16-0084 Snubber model/manufacturer. I SN 

Replaced snubber with pre-tested spare of same 
1-16-0085 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 
1-16-0086 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0087 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 
1-16-0088 Snubber model/manufacturer. I SN 

Replaced snubber with pre-tested spare of same 
1-16-0089 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 

1-16-0090 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 
1-16-0091 Snubber modet/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 
1-16-0092 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0093 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0094 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0095 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0096 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 
1-16-0097 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 
1-16-0098 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 
1-16-0099 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0100 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 
1-16-0101 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0102 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0103 Snubber model/manufacturer. 2 SN 

1-16-0104 Snubber Replaced snubber with ore-tested soare of same 1 SN
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model/manufacturer.  

Replaced snubber with pre-tested spare of same 
1-16-0105 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 
1-16-0106 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0107 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0108 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0109 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0110 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0111 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0112 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0113 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0114 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0115 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0116 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0117 Snubber modellmanufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0118 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0119 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0120 Snubber model/manufacturer. 1 SN 

Replaced snubber block valve with pre-tested spare of same 
1-16-0121 Snubber block valve model/manufacturer. 2 SN 

Replaced snubber block valve with pre-tested spare of same 
1-16-0122 Snubber block valve model/manufacturer. 2 SN 

Replaced snubber block valve with pre-tested spare of same 

1-16-0123 Snubber block valve modellmanufacturer. 2 SN 

1-16-0125 Snubber Replaced rod bushing and cylinder. 2 SN 

Replaced snubber with pre-tested spare of same 
1-16-0126 Snubber model/manufacturer. I SN 

1-16-0127 Snubber Replaced piston and piston rod SN 

1-16-0128 Snubber Replaced piston and cylinder. SN 

1-16-0129 Snubber Replaced piston. SN 

1-16-1001 11 AF Pump Repaired weld. 3 AF
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CODE 

ITEM # "CO`MPONENT NAME' DESCRIPTION' CLASS SYSTEM 

1-16-1002 12 AF Pump Repaired weld. 3 AF 

Replaced bonnet fasteners. Replaced valve seat and other 

1-16-1003 13 FCU Return Isolation Valve A internals. 2 CL 

Shims were added to the support structure to obtain the 
1-16-1005 CL Pipe Support specified clearances. 3 CL 

1-16-1006 Line 6-RC-20B Removed linear indications by flapper wheel. 1 RC 

1-16-1007 Line 2-RC-10A Removed linear indications by flapper wheel. 1 RC 

1-16-1008 Line 6-RC-20A Removed linear indications by flapper wheel. 1 RC 

1-16-1009 Line 6-SI-25A Removed rounded indication by flapper wheel. 2 SI 

Installed flow element in control room chilled water pump 
1-16-1010 121 CW Pump Flow Element discharge piping. 3 ZH 

1-16-1011 122 CW Pump Flow Element Installed modification 93L104. 3 ZH 

1-16-1012 AF TO 12 SG Check Valve Replaced bonnet bolting & pin plug 2 AF 

12 RH Pump Suction Une Check 
1-16-1013 Valve Replaced hinge pin bushings and other valve bolting. 2 RH 

11 RH Pump Suction Line Check 
1-16-1014 Valve Replaced hinge pin bushings and bracket bolting 2 RH 

1-16-1016 12 Steam Generator Installed 118 27" tube sleeves. 1 RC 

1-16-1017 12 Steam Generator Installed welded tube plug in R17 C32 hot leg side. I RC 

11 Regen Hx Letdown Isolation 
1-16-1018 CV A Replaced 6 body-to-bonnet studs and nuts. 2 VC 

1-16-1019 11 VCT Relief Valve Replaced 4 studs. 2 VC 

1-16-1020 Line 16-FW-16 Buffed out2 linear indications. 2 FW 

1-16-1021 Line 12-Sl-27A Used flapper wheel to remove linear indication. I SI 

1-16-1022 12 CL Strainer Backwash Valve Replaced valve. 3 CL 

1-17-001 Snubber Replaced cylinder. SN 

1-17-002 Snubber Replaced the piston, cylinder & short body. SN 

1-17-003 Snubber Replaced the piston and cylinder. SN 

1-17-004 Snubber Replaced the piston & cylinder. SN 

1-17-005 Snubber Replaced the piston & cylinder. SN 

1-17-006 Snubber Replaced the piston, valve block and cylinder. SN 

1-17-007 Snubber Replaced the piston and cylinder. SN 

1-17-008 Snubber Replaced the piston. SN 

1-17-009 Snubber Replaced the piston and cylinder. SN 

1-17-010 Snubber Replaced the piston. SN 

1-17-011 Snubber Replaced the piston. SN 

1-17-012 Snubber Replaced the piston and piston rod. SN 

Replaced snubber with pre-tested spare of same 

1-17-013 Snubber model/manufacturer. 2 SN 

1-17-014 Snubber Reolaced snubber with pre-tested soare of same 2 SN

Section 8. Previously Unreported Repair/ Replacement Activities Page 6



NUCLEAR MANAGEMENT COMPANY 
PRAIRIE ISLAND UNIT 1 CYCLE 21

INSERVICE INSPECTION 
SUMMARY REPORT

CODE 

ITEM # COMPONENT NAME DESCRIPTION', CLASS SYSTEM 

model/manufacturer.  

Replaced snubber with pre-tested spare of same 
1-17-015 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-17-016 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 

1-17-017 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-17-018 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-17-019 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-17-020 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-17-021 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-17-022 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-17-023 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-17-024 Snubber model/manufacturer. 3 SN 

Replaced snubber with pre-tested spare of same 
1-17-025 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-17-026 Snubber model/manufacturer. I SN 

Replaced snubber with pre-tested spare of same 
1-17-027 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-17-028 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 
1-17-029 Snubber modellmanufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-17-030 Snubber model/manufacturer. I SN 

Replaced snubber with pre-tested spare of same 

1-17-031 Snubber model/manufacturer. I SN 

Replaced snubber with pre-tested spare of same 
1-17-032 Snubber model/manufacturer. 1 SN 

Replaced snubber block valve with pre-tested spare of same 
1-17-033 Snubber block valve model/manufacturer. 2 SN 

Replaced snubber block valve with pre-tested spare of same 

1-17-034 Snubber block valve model/manufacturer. 2 SN 

1-17-1001 AF To 11 SG Check Valve Replaced body-to-bonnet bolting 2 AF 

1-17-1004 11 CL Strainer Backwash CV Replaced valve. 3 CL 

1-17-1005 13 FCU CL Outlet Isolation MV B Replaced bonnet nuts and tack welded valve internals. 3 CL 

1-17-1006 12 SG MS Relief Valve Replaced valve. 2 MS 

1-17-1008 11 Pressurizer Relief Valve Replaced valves with rebuilt spares. 1 RC
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1-17-1009 12 Steam Generator Installed 285 27" tube sleeves. 1 RC 

1-17-1010 12 Steam Generator Installed welded tube plugs. I RC 

1-17-1011 Line 2-VC-72B Replaced pipe and fittings 2 VC 

1-17-1012 ZH Piping Removed and re-installed piping 3 ZH 

1-18-0001 Snubber Replaced the piston. SN 

1-18-0002 Snubber Replaced the piston. SN 

1-18-0003 Snubber Replaced the piston. SN 

1-18-0004 Snubber Replaced the piston. SN 

1-18-0005 Snubber Replaced the piston. SN 

1-18-0006 Snubber Replaced the piston. SN 

1-18-0007 Snubber Replaced the piston and valve block. SN 

1-18-0008 Snubber Replaced the piston and valve block SN 

1-18-0009 Snubber Replaced the piston. SN 

1-18-0010 Snubber Replaced the piston. SN 

1-18-0011 Snubber Replaced the piston SN 

1-18-0012 Snubber Replaced the piston and valve block. SN 

1-18-0013 Snubber Replaced the piston and valve block. SN 

1-18-0014 Snubber Replaced the piston and short body. SN 

1-18-0015 Snubber Replaced the piston. SN 

1-18-0016 Snubber Replaced the piston and valve block. SN 

1-18-0017 Snubber Replaced the piston. SN 

1-18-0018 Snubber Replaced the valve block. SN 

Replaced snubber with pre-tested spare of same 
1-18-0019 Snubber model/manufacturer. 3 SN 

Replaced snubber with pre-tested spare of same 
1-18-0020 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-18-0021 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-18-0022 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-18-0023 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-18-0024 Snubber model/manufacturer. 3 SN 

Replaced snubber with pre-tested spare of same 
1-18-0025 Snubber model/manufacturer. 3 SN 

Replaced snubber with pre-tested spare of same 
1-18-0026 Snubber model/manufacturer. 3 SN 

Replaced snubber with pre-tested spare of same 

1-18-0027 Snubber model/manufacturer. 3 SN 

1-18-0028 Snubber Replaced snubber with pre-tested spare of same 3 SN
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model/manufacturer.  

Replaced snubber with pre-tested spare of same 
1-16-0029 Snubber model/manufacturer. 3 SN 

Replaced snubber with pre-tested spare of same 
1-18-0030 Snubber model/manufacturer. 3 SN 

Replaced snubber with pre-tested spare of same 
1-18-0031 Snubber model/manufacturer. 3 SN 

Replaced snubber with pre-tested spare of same 
1-18-0032 Snubber model/manufacturer. 3 SN 

Replaced snubber with pre-tested spare of same 
1-18-0033 Snubber model/manufacturer. 3 SN 

Replaced snubber with pre-tested spare of same 
1-18-0034 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-18-0035 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-18-0036 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-18-0037 Snubber model/manufacturer. I SN 

Replaced snubber with pre-tested spare of same 
1-18-0038 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-18-0039 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-18-0040 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-18-0041 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 
1-18-0042 Snubber model/manufacturer. I SN 

Replaced snubber block valve with pre-tested spare of same 
1-18-0043 Snubber block valve model/manufacturer. 2 SN 

Replaced snubber block valve with pre-tested spare of same 
1-18-0044 Snubber block valve model/manufacturer. 2 SN 

1-18-1001 11 SG MS Relief Valve Replaced valves with rebuilt spares. 2 MS 

Replaced valve closure studs and pin plug Machined 
1-18-1002 11 SG MS To 11 AFWP bonnet surfaces 2 MS 

1-19-0001 Snubber Replaced the valve block. SN 

1-19-0002 Snubber Replaced the piston. SN 

1-19-0003 Snubber Replaced the piston. SN 

1-19-0004 Snubber Replaced the piston. SN 

1-19-0005 Snubber Replaced the piston. SN 

1-19-0006 Snubber Replaced the piston. SN 

1-19-0007 Snubber Replaced the piston and valve block. SN 

1-19-0008 Snubber Replaced the piston. SN

Section 8 Previously Unreported Repair/ Replacement Activities Page 9



NUCLEAR MANAGEMENT COMPANY 
PRAIRIE ISLAND UNIT 1 CYCLE 21

INSERVICE INSPECTION 
SUMMARY REPORT

. ,CODE 

'.ITEM # _COMPONENT NAME %DESCRIPTION 'CLASS SYSTEM 

1-19-0009 Snubber Replaced the piston and valve block. SN 

1-19-0010 Snubber Replaced the valve block. SN 

1-19-0012 Snubber Replaced the piston. SN 

1-19-0013 Snubber Replaced the piston. SN 

1-19-0014 Snubber Replaced the piston. SN 

1-19-0015 Snubber Replaced the piston. SN 

1-19-0016 Snubber Replaced the piston. SN 

1-19-0018 Snubber Replaced the cylinder. SN 

1-19-0019 Snubber Replaced the piston. SN 

1-19-0020 Snubber Replaced the cylinder and rod bushing SN 

1-19-0021 Snubber Replaced the piston. SN 

1-19-0022 Snubber Replaced the piston. SN 

1-19-0023 Snubber Replaced the piston. SN 

1-19-0024 Snubber Replaced the piston. SN 

1-19-0025 Snubber Replaced the piston and cylinder. SN 

1-19-0026 Snubber Replaced the piston and cylinder. SN 

1-19-0027 Snubber Replaced the piston, bushing and cylinder. SN 

1-19-0028 Snubber Replaced the piston and cylinder. SN 

1-19-0029 Snubber Replaced the piston. SN 

1-19-0030 Snubber Replaced the piston. SN 

Replaced snubber with pre-tested spare of same 

1-19-0031 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 

1-19-0032 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 

1-19-0033 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 

1-19-0034 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-19-0035 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 

1-19-0036 Snubber model/manufacturer. I SN 

Replaced snubber with pre-tested spare of same 

1-19-0037 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 

1-19-0039 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 
1-19-0040 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 

1-19-0041 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 

1-19-0042 Snubber model/manufacturer. 1 SN
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Replaced snubber with pre-tested spare of same 
1-19-0043 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 
1-19-0044 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 
1-19-0045 Snubber model/manufacturer. I SN 

Replaced snubber with pre-tested spare of same 
1-19-0046 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 
1-19-0047 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 
1-19-0048 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 
1-19-0049 Snubber model/manufacturer. I SN 

Replaced snubber with pre-tested spare of same 
1-19-0050 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-19-0051 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-19-0052 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 
1-19-0053 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-19-0054 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 
1-19-0055 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-19-0056 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-19-0057 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-19-0058 Snubber model/manufacturer. I SN 

Replaced snubber with pre-tested spare of same 
1-19-0059 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 
1-19-0060 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 
1-19-0061 Snubber model/manufacturer. I SN 

Replaced snubber with pre-tested spare of same 
1-19-0062 Snubber model/manufacturer. I SN 

Replaced snubber with pre-tested spare of same 
1-19-0063 Snubber model/manufacturer. 2 SN 

Replaced snubber with pre-tested spare of same 
1-19-0064 Snubber model/manufacturer. 1 SN 

Replaced snubber with pre-tested spare of same 
1-19-0065 Snubber model/manufacturer. 2 SN 

1-19-0066 Snubber Reolaced snubber with vre-tested soare of same 2 SN

Section 8 Previously Unreported Repair/ Replacement Activities Page 11



NUCLEAR MANAGEMENT COMPANY 
PRAIRIE ISLAND UNIT 1 CYCLE 21

INSERVICE INSPECTION 
SUMMARY REPORT

CODE 
-ITEM # COMPONENT NAME DESCRIPTION .,CLASS SYSTEM 

model/manufacturer.  

Replaced snubber with pre-tested spare of same 
1-19-0067 Snubber model/manufacturer. I SN 

1-19-0068 S/G Snubber Replaced piston. 2 SN 

1-19-0069 S/G Snubber Replaced piston and tail rod. 2 SN 

Replaced S/G snubber with pre-tested spare of same 
1-19-0070 S/G Snubber model/manufacturer. 2 SN 

Replaced S/G snubber with pre-tested spare of same 
1-19-0071 S/G Snubber model/manufacturer. 2 SN 

Replaced S/G snubber with pre-tested spare of same 
1-19-0072 S/G Snubber model/manufacturer. 2 SN 

Replaced SIG snubber with pre-tested spare of same 
1-19-0073 S/G Snubber model/manufacturer. 2 SN 

Replaced S/G snubber with pre-tested spare of same 
1-19-0074 S/G Snubber model/manufacturer. 2 SN 

Replaced S/G snubber with pre-tested spare of same 
1-19-0075 SIG Snubber model/manufacturer. 2 SN 

Replaced S/G snubber with pre-tested spare of same 
1-19-0076 S/G Snubber model/manufacturer. 2 SN 

Replaced S/G snubber with pre-tested spare of same 
1-19-0077 S/G Snubber model/manufacturer. 2 SN 

12 DD CL Jacket Cooler Outlet 
1-19-1001 CV Replaced valve. 3 CL 

11/12 RH Pumps Suction Relief 
1-19-1003 Valve Replaced valve with rebuilt spare. 2 RH 

Replaced SG primary manway cold & hot leg fasteners and 
1-19-1004 11 Steam Generator cold leg manway cover. I RC 

1-19-1006 11 Pressurizer Relief Valve Replaced valves with rebuilt spares. I RC

Section 8 Previously Unreported Repair/ Replacement Activities Page 12



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-001

1. Owner Nuclear Management Company, LLC 

Name 
2. Plant Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

3. Work Performed by Owner 

Same

Address

Name

Address 

4. Identification of System SN 

5. (a) Applicable Construction Code B31 I 

Addenda n/a

Date 11/21/2002

Sheet 1 2of

U0714-SN-Q 

Repair Organization P.O. No., Job No., etc 

Type Code Symbol Stamp N/A

Authorization 

Expiration Date 

Code Class

1967 

Code Case n/a

N/A

N/A 

yes

Edition

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 

(c) Applicable Section XI Code Cases None 

6. Identification of Components

1989 With No Addenda

7. Description of Work . ,Replaced piston.

8. Tests conducted: Hydrostatic [ 

Other

Pneumatic[-] 

Pressure

Nominal Operating Pressure E] 

psi Test Temp.

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers P1-313 1969 Corrected No

_ _ _ _ I _ I _ _ _ I _ I I_ _ .1 _ __ 1 _ _

I 4 4 + +

Exempt El

Other: Snubber will be functionally tested after reassembly. Test results will be attached to work order 9401803 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 112 in. x 11 in, (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.



- PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-001 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section Xl.  

Type Code Symbol Stamp Epai D 

Certificate of Authonzation No ,,______Expiration Date 

Signed F -•..7• - , ASME Program Engineer Date /- -/8 , _.___ 

Owner or Owner's Designee, Title 

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by /^SC- 7.- of Hartford Conn. have 
inspected the components described in this Owner's Report during the period //2,cl to 

/_1A;/0.2 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property or ss of any kind arising from or connected with this inspection.  

_ •_ _ _ _•__ _ Commissions Ag 1g 7.g 464]x ,wo,?,oo-ca 

Inspector's Signature National Board, Province and Endorsements 

I 

Date //A?/0'? 1____

I I



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-002

1. Owner Nuclear Management Company, LLC

Name 
2. Plant Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089 

Address 

3. Work Performed by Owner 

Name
Same

Address 

4. Identification of System SN

Date 11/21/2002

Sheet 1 2of

U0721-SN-Q 

Repair Organization P.O. No., Job No., etc 

Type Code Symbol Stamp N/A

Authorization 

Expiration Date 

Code Class

N/A 

N/A 

yes

5. (a) Applicable Construction Code - B31.1 1967 

Addenda n/a Code Ca 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity

Edition

ise n/a 

1989 With No Addenda

(c) Applicable Section XI Code Cases None 

6. Identification of Components

7. Description of Work . -Replaced piston%

8. Tests conducted: Hydrostatic LI Pneumatic[] Nominal Operating Pressure El

Other R] Pressure psi Test Temp. 0 F

Other: Snubber will be functionally tested after reassembly Test results will be attached to work order 9401803 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in. x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

I

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other - -Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-369 1969 Corrected No

____ I ____ I ____ I ___ I ____ I __ I _____ I ____

Exempt []

MOM



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-002 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp ,,,,4 

Certificate of Authorization No 4/ -Expiration Date _ ,, _ __,__

Signed ,-ASME Program Engineer Date /2-- , a '0&.  
Owner or Owners Designee, Title

Date ///a/,

I I

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by //S a e/r of Hartford Conn have 
inspected the components described in this Owner's Report during the period //.'/d,3 to 

_/-Z /__/? , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owners Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owners Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property d 3  s of any kind arising from or connected with this inspection.  

Commissions A,, JIX72 gt,4If ,1J/r, ,deeJ

0

National Board, Province and EndorsementsInspector's Signature



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY
I 
ITEM 1-16-003

Owner Nuclear Management Company, LLC 

Name 

Plant Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

Date 11/21/2002 

Sheet 1 

U0705-SN-Q

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner 

Name Type Code Symbol Stamp NIA 

Same Authorization NIA 

Address Expiration Date N/A 

4. Identification of System SN Code Class yes 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity - 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-365 1969 Corrected No

7. Description of Work ý., ..Replaced piston and cylinder.,

8. Tests conducted: Hydrostatic- Pneumatic-- Nominal Operating Pressure El Exempt[] 

Other nV Pressure psi Test Temp. 0 F 

Other: Snubber will be functionally tested after reassembly. Test results will be attached to work order 9401803 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 12 in. x 11 in , (2) 
information in items I through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

I
1.  

2.

-M"



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 
FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-003
9. Remarks

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp ,WA1 
Certificate of Authorization No -,,V1,4- Expiration Date /,,_V,__ 

Signed --• ,_ .ý , ASME Program Engineer Date / 7-f , _0 Z.  
Owner or Owners Designee, Title 

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by //56 7- of Hartford Conn have 
inspected the components described in this Owner's Report during the period 1/11/o3 to 

/__ A__2 _ -_ , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property dam_ 17 of any kind arising from or connected with this inspection.  

Commissions A1/6'/Y72 .4a4 ,k•?,,Jo i-Co 

Inspectors Signature National Board, Province and Endorsements 

Date /_ _ __a,_ ,I

I III



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-004

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

Date 11/2112002 

Sheet I 

U0740-SN-Q

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Name Type Code Symbol Stamp NIA 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class yes 

5. (a) Applicable Construction Code 831.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-385 1969 Corrected No

7. Description of Work . , Replaced piston

8. Tests conducted: Hydrostatic [ PneumaticD] Nominal Operating Pressure [ Exempt D 

Other F/ Pressure psi Test Temp. 0 F 

Other: Snubber will be functionally tested after reassembly Test results will be attached to work order 9401803.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 12 in x 11 in., (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-004 
9. Remarks 

nla 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp •,r/0 

Certificate of Authorization No. ,, ,4  _. Expiration Date ,,__"_"_,_ _ 

Signed , ASME Program Engineer Date /2z-oo , ZCO Z.  

I 

Owner or Owner's Designee , Title

Date

I

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by // -S..•-, 7T of Hartford Conn have 
inspected the components described in this Owner's Report during the period i -?'/o.s to 

//.' A,,3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report 
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property dam oss of any kind arising from or connected with this inspection.  

Commissions A/I3/ I.72 4dA/_r. - •i .o

I

Inspector's Signature National Board, Province and Endorsements

I

I



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-005

Nuclear Management Company, LLC

Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/21/2002 

Sheet 

U0737-SN-Q

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Name Type Code Symbol Stamp N/A 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class yes 

5. (a) Applicable Construction Code B31 1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components % 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-247 1969 Corrected No

7. Description of Work SReplaced piston I

8. Tests conducted: Hydrostatic 0 Pneumatic[D Nominal Operating Pressure El Exempt[-] 

Other [] Pressure psi Test Temp. 0 F 

Other: Snubber will be functionally tested after reassembly. Test results will be attached to work order 9401803.  

NOTE- Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 112 in. x 11 in, (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-005 
9. Remarks 

n/a

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by 1-1545 Cr of Hartford Conn. have 
inspected the components described in this Owner's Report during the period //'/'j to 

//- /a 3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property ss of any kind arising from or connected with this inspection.  

Commissions ,4/6//17-2 46f4 ,r
Inspector's Signature 

Date //-z/6-?

National Board, Province and Endorsements

1

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp 11/114 

Certificate of Authorization No Expiration Date -____ 

Signed "-,' Qý. , ASME Program Engineer Date Z -/'6' , 1CO _ 
Owner or Owners Designee, Title



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-006 

1. Owner Nuclear Management Company, LLC Date 11/21/2002 

Name 

2. Plant Praire Island Nuclear Generating Plant Sheet 1 of 2 

Name 
1717 Wakonade Dr E, Welch Minnesota 55089 U0742-SN-Q 

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Name Type Code Symbol Stamp N/A 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class yes 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section Xl Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers P1-1 95 1969 Corrected No 

7. Description of Work .- -Replaced piston 4f C V"//j _ ____,,_ 

8. Tests conducted: Hydrostatic[] PneumaticD Nominal Operating Pressure [L Exempt El 

Other [] Pressure psi Test Temp. 0 F 

Other: Snubber will be functionally tested after reassembly Test results will be attached to work order 9401803.  

NOTE, Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 12 in x 11 in., (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-006 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section Xl 

Type Code Symbol Stamp ,,4',1 

Certificate of Authorization No. Expiration Date 

Signed ,'?" f6, e' 9 ASME Program Engineer Date -/'8 , 
Owner or Owners Designee, Title 

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by ,/-5ae r of Hartford Conn have 
inspected the components described in this Owners Report during the period 1/.1/6,3 to 

//,1'/o3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property damage or a loss of any kind arising from or connected with this inspection.  

_ _ _ _ _ _ _ Commissions 1. //R72 .•eJX, JAI;6.1•C.  

Inspector's Signature National Board, Province and Endorsements 

Date //,_ __/6-3

I I
E



I PRAIRIE ISLAND NUCLEAR GENERA TING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-007

1. Owner Nuclear Management Company, LLC 

Name 
2. Plant Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

3. Work Performed by Owner 

Same

Address

Name

Address 

4. Identification of System SN

Date 11/21/2002

Sheet of 2

U7237-SN-Q

Repair Organization P.O. No., Job No., etc 

Type Code Symbol Stamp NIA 

Authorization N/A 

Expiration Date N/A 

Code Class yes

5. (a) Applicable Construction Code B31.1 1967 

Addenda n/a Code C; 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 

(c) Applicable Section XI Code Cases None 

6. Identification of Components

Editi 

ase n/a 

1989 With No Addenda

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board - Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-76 1969 Corrected No 

7. Description of Work .. Replaced piston and piston rod

8. Tests conducted: Hydrostatic 0 Pneumaticsj Nominal Operating Pressure n

Other W Pressure psi Test Temp. 0 F 

Other: Snubber will be functionally tested after reassembly. Test results will be attached to work order 9401803 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in. x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

on

Exempt LI

I



IPRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-007 
9. Remarks 

n/a

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by #/6. --r of Hartford Conn have 
inspected the components described in this Owner's Report during the period i to 

__/_________ , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property da orr a s of any kind arising from or connected with this inspection.  

Commissions A16S /1,Z 46AIC. ,0&.k&[),Cc.
Inspector's Signature 

Date 1 6,,

National Board, Province and Endorsements

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp 

Certificate of Authorization No. ,V,1A Expiration Date Z" 

Signed -/2Q. L,ý-__ K , ASME Program Engineer Date / - -f8 , ____ 

Owner or Owner's Designee, Title



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-008

Nuclear Management Company, LLC

Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/2112002 

Sheet 1 of 2 

U0731-SN-Q

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Name Type Code Symbol Stamp N/A 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class yes 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers P1-158 1969 Corrected No

7. Description of Work - _-Replaced piston

8. Tests conducted: Hydrostatic 0 Pneumatic-] Nominal Operating Pressure [3 Exempt [l 

Other R1 Pressure psi Test Temp. 0 F 

Other: Snubber will be functionally tested after reassembly Test results will be attached to work order 9401803.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 112 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-008
9. Remarks 

n/a

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by //,., 6 e-7" of Hartford Conn have 
inspected the components described in this Owner's Report during the period //. /o~r to 

/ 4? /,:z3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report 
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property da eor s of any kind arising from or connected with this inspection.  

Commissions ,/1/ .11p72 .4.,'i•.,yo,?5O-Co
Inspector's Signature 

Date / la A3

National Board, Province and Endorsements

I

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp X,4 

Certificate of Authorization No A,- Expiration Date 

Signed / •__6:27d. , ASME Program Engineer Date P Z--,, , ___ ...  
Owner or Owner's Designee, Title



I PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-009

Nuclear Management Company, LLC

Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

Date 

Sheet 

U0733-SN

11/: 21/2002

1 of 2 

1-Q

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class yes 

5. (a) Applicable Construction Code B31 1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-72 1969 Corrected No

7. Description of Work -,. Replaced piston

8. Tests conducted: Hydrostatic D PneumaticDl Nominal Operating Pressure Exempt L] 

Other Pressure psi Test Temp. 0 F 

Other: Snubber will be functionally tested after reassembly Test results will be attached to work order 9401803 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 12 in. x 11 in, (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT I 
FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-009 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section Xl.  

Type Code Symbol Stamp _ ,,4¾/I,1 

Certificate of Authorization No '..r•4 Expiration Date , _V__"_ _ 

Signed , ASME Program Engineer Date /2 -/8 __ _ ...  
Owner or Owner's Designee, Title

Date .. .

L

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by ,-s a-r of Hartford Conn have 
inspected the components described in this Owner's Report during the period / /.,A - to 

ii h -,o , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property damage or aoss of any kind arising from or connected with this inspection.  

Commissions Adl YI2 4,a.r.
Inspector's Signature

I
National Board, Province and Endorsements



I PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-010

Date 11121/2002

Name 
2. Plant - Praire Island Nuclear Generating Plant Sheet

Name 
1717 Wakonade Dr E, Welch Minnesota 55089 

Address 
3. Work Performed by Owner 

Name 
Same 

Address 
4. Identification of System SN 

5. (a) Applicable Construction Code B31 1 

Addenda n/a

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity

1 of 2

U-•70-SN-Q - 2.  

Repair Organization P.O. No., Job No., etc

Type Code Symbol Stamp 

Authorization 

Expiration Date 

Code Class 

1967 

Code Case n/a

yes

Edition

1989 With No Addenda

(c) Applicable Section XI Code Cases - None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-9 1969 Corrected No

7. Description of Work - Replaced piston.

8. Tests conducted: Hydrostatic L Pneumatic[--i Nominal Operating Pressure [l

psi Test Temp.

1. Owner Nuclear Management Company, LLC

Other W Pressure

ExemptEl

Other: Snubber will be functionally tested after reassembly. Test results will be attached to work order 9401803 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

oF



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-010 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp "IV ,4 

Certificate of Authorization No ,/Vf, Expiration Date ___,_ 

Signed & Z"-, , ASME Program Engineer Date '2 -__, " __ 

I 

Owner or Owner's Designee , Title

Date

I

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by )-/S6 67 of Hartford Conn have 
inspected the components described in this Owner's Report during the period / /2a/,? to 

)Z? X03 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property das•oa of any kind arising from or connected with this inspection.  

____Com__ Commissions LI, /, -7!2 ,At A, ., /Id,,"- a

MMM9

Inspector's Signature

•T r

!

National Board, Province and Endorsements



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-011

Nuclear Management Company, LLC

Name 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

Date 11/21/2002 

Sheet 1 of 2 

U0716-SN-Q

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Name Type Code Symbol Stamp N/A 

Same Authorization N/A 

Address Expiration Date NIA 

4. Identification of System SN Code Class yes 

5. (a) Applicable Construction Code B31 1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section Xl Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section Xl Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-240 1969 Corrected No

7. Description of Work Y, Replaced piston ,

8. Tests conducted: Hydrostatic [] PneumaticE- Nominal Operating Pressure [ Exempt [] 

Other Pressure psi Test Temp. 0 F 

Other: Snubber will be functionally tested after reassembly Test results will be attached to work order 9401803 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 12 in x 1I in., (2) 
information in items I through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-011 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section Xl 

Type Code Symbol Stamp 

Certificate of Authorization No. ,-V,, Expiration Date __,_ 

Signed ,4•- e•6l , ASME Program Engineer Date /2 -/&: , Zoo2 
Owner or Owner's Designee, Title 

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by #,Si 6- L--- of Hartford Conn- have 
inspected the components described in this Owner's Report during the period Z//17 A3 to 

/ /.4' Y, , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property d I s of any kind arising from or connected with this inspection.  

____ Commissions ,v'/3 ,/,P72 A,, 

Inspector's Signature National Board, Province and Endorsements 

I 

Date ____ ____ ____ ___I

I I



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-012

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/21/2002 

Sheet 1 

U0715-SN-Q

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Name Type Code Symbol Stamp N/A 

Same Authorization N/A 

Address Expiration Date NIA 

4. Identification of System SN Code Class yes 

5. (a) Applicable Construction Code B31 1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section Xl Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-437 1969 Corrected No

7. Description of Work . .. Replaced piston-

8. Tests conducted: Hydrostatic 0 Pneumatic[] Nominal Operating Pressure ExemptE] 

Other Pressure psi Test Temp. 0 F 

Other: Snubber will be functionally tested after reassembly. Test results will be attached to work order 9401803.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant



PRAIRIE ISLAND -NUCLEAR GENERA TING PLANT I 
FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-012 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp ,1,"1 

Certificate of Authorization No / Expiration Date _ _ _ _ _ _ 

Signed /"•, 6 --- • 4 . , ASME Program Engineer Date ,2 -$, __.__ 

Owner or Owner's Designee, Title 

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by 9,SA C 7- of Hartford Conn have 
inspected the components described in this Owners Report during the period //7/03 to 

///3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owners Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor- his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property d of any kind arising from or connected with this inspection.  

7J nCommissions 4,,1, ,4 A /ZZ,.Sz. I,,'•,.•3c(oýcv 

Inspector's Signature National Board, Province and Endorsements 

Date __•_ _3

L



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-013

Nuclear Management Company, LLC

Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/21/2002 

Sheet 

U0722-SN-Q

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner 

NameType Code Symbol Stamp N/A Name 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class yes 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components

7. Description of Work ,Replaced piston and tie rods

8. Tests conducted: Hydrostatic[] Pneumatic[] Nominal Operating Pressure El Exemptl-" 

Other Pressure psi Test Temp. 0 F 

Other: Snubber will be functionally tested after reassembly Test results will be attached to work order 9401803 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in , (2) 
information in items I through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant

ASME 
National Corrected, Code 

-Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-413 1969 Corrected No



PRAIRIE ISLAND NUCLEAR GENERATING PLANT i 
FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-013 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp p_____ 

Certificate of Authorization No V14 Expiration Date _ ,,__,_ __,,,,_ 

Signed ,6 , D 6•9 , ASME Program Engineer Date , 2 ,/*8_._-__ 
Owner or Owner's Designee, Title

Date

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by 1/56 6-r of Hartford Conn have 
inspected the components described in this Owners Report during the period /,/.? A2., to 

" /' /0 -Z , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section Xl 

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owners Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property damae I f any kind arising from or connected with this inspection.  

___ Commissions A16 /7 ~.Ve,. ,d,3Z7&Co 
Inspector's Signature National Board, Province and Endorsements



PRAIRIE ISLAND NUCLEAR GENERATING PLANT .  

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-014

1. Owner Nuclear Management Company, LLC 

-Name 

2. Plant Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

3. Work Performed by Owner 

Same

Address

Name

Address 
4. Identification of System SN

Date 11/21/2002

Sheet of 2

U0726-SN-Q 

Repair Organization P.O. No., Job No., etc 

Type Code Symbol Stamp N/A

Authorization 

Expiration Date 

Code Class

N/A

N/A 

yes

5. (a) Applicable Construction Code B31.1 1967 

Addenda n/a Code C; 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity

Edition

ase nla 

1989 With No Addenda

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-95 1969 Corrected No

7. Description of Work , " Replaced piston.;

8. Tests conducted: Hydrostatic []

Other W

Pneumatic-]

Pressure

Nominal Operating Pressure El ,

psi Test Temp.

Other: Snubber will be functionally tested after reassembly Test results will be attached to work order 9401803.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 112 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

Exempt El 

0 F

1



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 
FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-014 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section Xl.  

Type Code Symbol Stamp __ 
__,-_ _ 

Certificate of Authorization No / , Expiration Date ____ 

Signed -- Q"- 2 , ASME Program Engineer Date ,, -Ks , _ ..  
Owner or Owners Designee , Title

a/ /,?163

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by .56 -' 7-" of Hartford Conn have 
inspecte•! the components described in this Owners Report during the period X?.la to 

,___?/,3 _ , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property da of any kind arising from or connected with this inspection.  

Commissions AJl Il/f 72 ,A' J-P•Aih•]t 9Z,•1-!,o
"'frnspector's Signature National Board, Province and Endorsements

Date
I



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-015

1. Owner Nuclear Management Company, LLC 

Name 
2. Plant Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr E, Welch Minnesota 55089 

Address 
3. Work Performed by Owner

Name
Same

Address 
4. Identification of System SN

Date 11/21/2002

Sheet 1 of 2

W0400-SN-Q 

Repair Organization P.O. No., Job No., etc

Type Code Symbol Stamp 

Authorization 

Expiration Date 

Code Class yes

5. (a) Applicable Construction Code B31.1 1967 

Addenda n/a Code C.  

(b) Applicable Edition of Section X1 Utilized for Repair/Replacement Activity

Edition

ase n/a

1989 With No Addenda

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-319 1969 Corrected No

7. Description of Work 

8. Tests conducted:

I Replaced valve block:. ,--

Hydrostatic F Pneumatico Nominal Operating Pressure 0

Other RV Pressure psi Test Temp.

Other: Snubber will be functionally tested after reassembly. Test results will be attached to work order 9401803.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in. x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

ExemptW



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-015 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp ,_ __-_ _ _ _ _ 

Certificate of Authorization No. -/'4 Expiration Date At 7..• 

Signed , ASME Program Engineer Date ,/ 2 - , , Z..  

I 

Owner or Owner's Designee , Title

Date /,X? 1..

I

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by ,.Sg e-7- of Hartford Conn have 
inspected the components described in this Owner's Report during the period // llo.? to 

J________ _, and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
propery loss of any kind arising from or connected with this inspection.  

Commissions A/A 1472 41SA),. 1,J6,354dCod-co
Inspector's Signature National Board, Province and Endorsements

I



I. RPRAIRIE ISLAND NUCLEAR GENERATING PLANT FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-016

Nuclear Management Company, LLC

Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11121/2002 

Sheet 1 of 2 

$3470_S NQj,=•-- e • _7-

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class yes 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda nla Code Case n/a 

(b) Applicable Edition of Section Xl Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-471 1969 Corrected No

7. Description of Work -Replaced piston and cylinder

8. Tests conducted: Hydrostatic-] Pneumaticr- Nominal Operating Pressure LI Exempt -] 

Other Pressure psi Test Temp. 0 F 

Other: Snubber will be functionally tested after reassembly Test results will be attached to work order 9401803 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 12 in. x 11 in., (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 
FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-016 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp ______,-_ 

Certificate of Authorization No -.IVExpiration Date - /-' 

Signed ,• '_ ASME Program Engineer Date /Z -K, ,______ 
Owner or Owner's Designee. Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by W,,,a.- , .r of Hartford Conn have 
inspected the components described in this Owner's Report during the period /,2 /a- to 

//2 /l,2 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owners Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
propertyy dao~ageor a loss of any kind arising from or connected with this inspection.  

Commissions _A4 1 /672 d ,ao-e'o 

Inspector's Signature National Board, Province and Endorsements 

Date
I



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-017

Nuclear Management Company, LLC

Name 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

Date 11/2112002 

Sheet 1 

U0723-SN-Q

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 

Same Authorization N/A 

Address Expiration Date NIA 

4. Identification of System SN Code Class yes 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-206 1969 Corrected No

Description of Work ,- -_ Replaced piston

8. Tests conducted: Hydrostatic l' Pneumatic- Nominal Operating Pressure Exempt [ 

Other nV Pressure psi Test Temp. 0 F 

Other: Snubber will be functionally tested after reassembly Test results will be attached to work order 9401803 

NOTE. Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in , (2) 
information in items I through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant -

7.



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

IITEM 1-16-017

I
9. Remarks 

n/a

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section Xl 

Type Code Symbol Stamp ,,4 

Certificate of Authorization No. oeV ... _.. Expiration Date 

Signed 2--'6• •2 ,ASME Program Engineer Date a -z,: , _____ 

Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by -is 6 C7, of Hartford Conn have 
inspected the components described in this Owner's Report during the period '/.A•,d3? to 

/_ _,,__3 _ , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section Xi.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owners Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property damage loss of any kind arising from or connected with this inspection.  

Commissions Algi,/k,72 , 0-4V z' Co

Date

Inspector's Signature National Board, Province and Endorsements

I

I



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-018

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

Date 11121/2002 

Sheet I 

S3479-SN-Q

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class yes 

5. (a) Applicable Construction Code B31 1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components

7. Description of Work Replaced cylinder.

8. Tests conducted: Hydrostatics Pneumatic[] Nominal Operating Pressure ExemptD 

Other Pressure psi Test Temp. 0 F 

Other: Snubber will be functionally tested after reassembly. Test results will be attached to work order 9401803 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in., (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

1.  

2.

Owner 

Plant

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-339 1969 Corrected No

____ I ____ I ____ I ___ .1 ____ 1 __ 1 ____ 1 ____

.1 4 4 4 + 4-



FR NS- PRAIRIE ISLAND NUCLEAR GENERATING PLANT 
FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-018 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp _______ 

Certificate of Authorization No. All Expiration Date . , ,,4.T 

Signed - , ASME Program Engineer Date 72 -f, , ______ 

Owner or Owner's Designee, Title

Date

CERTIFICATE OF INSERVICE INSPECTION 

1, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by ,,__6_ 6,7- of Hartford Conn have 
inspected the components described in this Owner's Report during the period Z/o.ga to 

/ /4 A-3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI 

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property dame olpss of any kind arising from or connected with this inspection.  

Commissions ,A/.1 /4 4A,/Z' wl,,rn•K.Me-gd 
Inspector's Signature National Board, Province and Endorsements

I



I PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-019

Owner Nuclear Management Company, LLC 

Name 
Plant . Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/21/2002 

Sheet 1 

U0756-SN-Q

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Name Type Code Symbol Stamp N/A 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class yes 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda nla Code Case nla 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity - 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-549 1969 Corrected No

7. Description of Work Replaced cylinder.

8. Tests conducted: Hydrostatic[] Pneumatic- Nominal Operating Pressure ExemptD 

Other Pressure psi Test Temp. 0 F 

Other: Snubber will be functionally tested after reassembly. Test results will be attached to work order 9401803 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1/2 in. x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

1.  

2.



FR NI- PRAIRIE ISLAND NUCLEAR GENERATING PLANT 
FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-019 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp -IV,__ 

Certificate of Authorization No 1 ,, Expiration Date ._,,_,/,__,_,_ 

Signed O-•-6.. i.• . , ASME Program Engineer Date / - ____,____ 

Owner or Owner's Designee, Title

Date

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by NSAg e?7 of Hartford Conn have 
inspected the components described in this Owner's Report during the period i/ /a,? to 

)/Z 16-Z , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in.this Owner's Report in accordance with the 
requirements of the ASME Code, Section X! 

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property dam I s f any kind arising from or connected with this inspection 

Commissions A1/8 /1172 4d4idr,.,4sdd35dddo

Inspector's Signature National Board, Province and Endorsements



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-020

1. Owner Nuclear Management Company, LLC 

Name 
2. Plant Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

3. Work Performed by Owner
Address

Name 
Same 

Address 
4. Identification of System SN

Date 11/21/2002

SSheet of 2

U0760-SN-Q 

Repair Organization P.O. No., Job No., etc

Type Code Symbol Stamp 

Authorization 

Expiration Date

Code Class yes

5. - (a) Applicable Construction Code B31.1 1967 

Addenda n/a Code C• 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity

Edition

ase n/a 

1989 With No Addenda

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-551 1969 Corrected No

7. Description of Work,.. I Replaced cylinder. , I - I

8. Tests conducted: Hydrostatic D Pneumaticfm Nominal Operating Pressure Li

Other W Pressure psi Test Temp. O F 

Other: Snubber will be functionally tested after reassembly Test results will be attached to work order 9401803 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in. x 11 in, (2) 
information in items I through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

I

Exempt []

I



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-020 
9. Remarks 

n/a

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp W114 

Certificate of Authorization No. .4, - -- Expiration Date -" ' 

Signed /-'4 6IL•r• 2 , ASME Program Engineer Date 72-72 , "_ .  
Owner or Owners Designee, Title 

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by /1/48 C7 of Hartford Conn have 
inspected the components described in this Owner's Report during the period 1/3/a3 to 

1_,316 -, and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI 

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property damage or loss of any kind arising from or connected with this inspection.  

Commissions tJA,1j,-72 4d.2 ' ,/,,,.39/co- Co 

Inspector's Signature National Board, Province and Endorsements

Date



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-021

Nuclear Management Company, LLC

Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/21/2002 

Sheet - 1 of 2 

U0725-SN-Q

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Name Type Code Symbol Stamp N/A 

Same Authorization N/A 

Address Expiration Date NIA 

4. Identification of System SN Code Class yes 

5. (a) Applicable Construction Code B31 1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-87 -1969 Corrected No

7. Description of Work Replaced piston .

8. Tests conducted: Hydrostatic El Pneumatic-l Nominal Operating Pressure E] Exempt E] 

Other FV Pressure psi Test Temp. 0 F 

Other: Snubber will be functionally tested after reassembly. Test results will be attached to work order 9401803.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 12 in x 11 in , (2) 
information in items I through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-021 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp ,M,1_--

Certificate of Authorization No. , Expiration Date _ 

Signed ._, ASME Program Engineer Date /2 , ___._ 

Owner or Owner's Designee, Title 

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by //,sg e7- of Hartford Conn. have 
inspected the components described in this Owners Report during the period A to 

;131,3. _, and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property damageor a •ss of any kind arising from or connected with this inspection.  

Commissions ,/, ,, ,P72 * ,d'IZ. ,e -o 
Inspectors Signature National Board, Province and Endorsements 

Date __, _ ,_/_,_ 1

I



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-022 

1. Owner Nuclear Management Company, LLC Date 11121/2002

Name 

2. Plant Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Sheet 

R5263-SN

1 of 2 

N-Q

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Name Type Code Symbol Stamp N/A 

Same Authorization NIA 

Address Expiration Date N/A 

4. Identification of System SN Code Class yes 

5. (a) Applicable Construction Code B31 1 1967 - - Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No)

7. Description of Work Replaced piston, valve block, cylinder, piston rod and short body.  

8. Tests conducted: Hydrostatic El Pneumatic-- Nominal Operating Pressure [] Exempts[ 

Other Pressure psi Test Temp. C F 

Other: Snubber will be functionally tested after reassembly Test results will be attached to work order 9401803 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in., (2) 
information in items I through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

Snubber Basic Engineers PI-536 1969 Corrected No

____ I ____ I ____ I ___ I ____ I __ .1 ____ 1 ____



PRAIRIE ISLAND NUCLEAR GENERA TING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-022 
9. Remarks 

nla 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp 1,1-1_14 

Certificate of Authorization No I,'V,4 Expiration Date A ,"

Signed , ASME Program Engineer Date zoo8 , Z.O Z_ 
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

1, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by ,//,5 a cT of Hartford Conn have 
inspected the components described in this Owner's Report during the period //113,1l . to 

//13/3 ,, and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property d a ss of any kind arising from or connected with this inspection.  

Commissions -,/v /i,' 7.2 "41t/x W'~ao& Feý-co 

Inspector's Signature National Board, Province and Endorsements 

Date //J/0Z



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-023

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

Date 11/21/2002 

Sheet 1 of 2 

R5262-SN-Q

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class yes 

5. (a) Applicable Construction Code B31 1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers P1-177 1969 Corrected No

7. Description of Work -Replaced cylinder '

8. Tests conducted: Hydrostatics Pneumatic[:] Nominal Operating Pressure E] Exempt[D 

Other [] Pressure psi Test Temp. 0 F 

Other: Snubber will be functionally tested after reassembly. Test results will be attached to work order 9401803 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in. x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

1.  

2.

Owner 

Plant-



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-023 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp 

Certificate of Authorization No. , Expiration Date z' 

Signed .,_d, ASME Program Engineer Date I/-' , _.._______.  

Owner or Owners Designee, Title 

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by /-/,SS e-T" of Hartford Conn have 
inspected the components described in this Owner's Report during the period 1//63 to 

//3/103 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section Xl.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property d e or a loss of any kind arising from or connected with this inspection.  

Commissions ,/if,'7. ,,,l , ,,d 2. , 
Inspector's Signature National Board, Province and Endorsements 

Date /____1 __ I

I I



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-024

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/21/2002 

Sheet 

U7224-SN-Q

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Name Type Code Symbol Stamp N/A 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class yes 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda nla Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-439 1969 Corrected No

7. Description of Work .,., -Replaced piston and piston rod

8. Tests conducted: Hydrostatic-- Pneumatic-l Nominal Operating Pressure [] ExemptO 

Other Pressure psi Test Temp. F 

Other: Snubber will be functionally tested after reassembly. Test results will be attached to work order 9401803.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1/2 in. x 11 in, (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant



I PRAIRIE ISLAND NUCLEAR GENERATING PLANT 
FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

1ITEM 1-16-024
9. Remarks 

n/a

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section Xl 

Type Code Symbol Stamp ,,V,/• 

Certificate of Authorization No , --,---.- Expiration Date Ad,"2 

Signed . ,- ,ASME Program Engineer Date ZOO?--,___, 2.06'?...  
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by //5.tc C7" of Hartford Conn have 
inspected the components described in this Owners Report during the period / as /,:? to 

SA 
? 16g , and state that to the best of my knowledge and belief, the Owner has perform ed 

examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owners Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property da cr)Is of any kind arising from or connected with this inspection.  

___ Commissions ,4./&X7.2 4d,4,4'/r. Jnb,?5/&d-cO

Date /

I

Inspector's Signature National Board, Province and Endorsements



PRAIRIE ISLAND NUCLEAR GENERA TING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-025 

1. Owner Nuclear Management Company, LLC Date 11/21/2002

Name 
2. Plant Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Sheet 

U0717-St

1 of 2 

N-Q

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Name Type Code Symbol Stamp NIA 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class yes 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-417 1969 Corrected No 

7. Description of Work- ., Replaced piston and piston rod 

8. Tests conducted: HydrostaticE] PneumaticD Nominal Operating Pressure ED Exempt 0 

Other Pressure psi Test Temp. 0 F 

Other: Snubber will be functionally tested after reassembly Test results will be attached to work order 9401803.  

NOTE- Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in. x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-025 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp ,,,_ _ _ _ _ 

Certificate of Authorization No fv,'t ,4,Expiration Date , 

Signed . ,d4 ý ASME Program Engineer Date ,2-f , 2O•.  
Owner or Owner's Designee, Title

Date / ?/13

I

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by /ZS86 cr of Hartford Conn have 
inspected the components described in this Owner's Report during the period / to 

__,_/__ , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section Xl.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property damage or a loss of any kind arising from or connected with this inspection.  

Commissions ,IAh/•)P2 4AA,4r?.
"- Inspector's Signature National Board, Province and Endorsements

I



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-026

Nuclear M•anagement Company, LLC

Name 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/21/2002 

Sheet 

W0402-SN-Q

3.

4.  

5.

6.

Address Repair Organization P.O. No., Job No., etc 
Work Performed by Owner 

Name Type Code Symbol Stamp NIA 

Same Authorization NIA 

Address Expiration Date N/A 

Identification of System SN Code Class yes 

(a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

Identification of Components

7. Description of Work " 'I Repliced'piston and piston rod.

8. Tests conducted: HydrostaticE] Pneumatic[] Nominal Operating Pressure f] ExemptE] 

Other [] Pressure psi Test Temp. 0 F 

Other: Snubber will be functionally tested after reassembly Test results will be attached to work order 9401803 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in. x 11 in., (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

1. Owner 

2. Plant of 2

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-219 1969 Corrected No



PRAIRIE ISLAND NUCLEAR GENERA TING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-026 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp _ 16 .  

Certificate of Authonzatio No _ 4,,'t 1 Expiration Date ____ 

Signed . ASME Program Engineer Date __ -______ ___ .  
Owner or Owners Designee, Title

Date /

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by /-/,se C r of Hartford Conn have 
inspec ed the components described in this Owner's Report during the period /113163 to 

3 1/3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property m, 3 ss of any kind arising from or connected with this inspection.  

_ _ _ _ _ _ Commissions N/I k 7,2/ / ,wAo?5Zq -o0 
Inspector's Signature National Board, Province and Endorsements



I.PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-027

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/21/2002 

Sheet 1 

W0393-SN-Q

of 2

Address Repair Organization P.O. No., Job No., etc 

3. Work Performed by Owner Tb 
NameType Code Symbol Stamp N/A 

Same Authorization N/A 

Address Expiration Date N/A 

4.- Identification of System SN Code Class yes 

5. (a) Applicable Construction Code B31 1 1967 Edition 

Addenda n/a Code Case nra 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-375 1969 Corrected No

7. Description of Work ,-. , Replaced piston and piston rod

8. Tests conducted: Hydrostatic n Pneumatic[D Nominal Operating Pressure Exempt [l 

Other Pressure psi Test Temp. 0 F 

Other: Snubber will be functionally tested after reassembly. Test results will be attached to work order 9401803 

NOTE Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 12 in x 11 in., (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-027
9. Remarks 

n/a

Date //J /0?

a1

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp .11_,4 

Certificate of Authonzation No. "A- Expiration Date 1 

Signed -- ASME Program Engineer Date / -. '• , .  
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by //-£S C-.- of Hartford Conn have 
inspected the components described in this Owners Report during the period //,Ig3 to 

1_____3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property damage or a loss of any kind arising from or connected with this inspection.  

Commissions ,/6 //Z'72.4,.. ,941-.o-

I

Inspector's Signature National Board, Province and Endorsements

I



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-028

Nuclear Management Company, LLC

Name 

Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11121/2002 

Sheet 1 of 2 

W0390-SN-Q

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 

Same Authorization NIA 

Address Expiration Date N/A 

4. Identification of System SN - Code Class yes 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section Xl Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section Xl Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers P1-1 08 1969 Corrected No

7. Description of Work - Replaced piston and piston rod

8. Tests conducted: Hydrostatic 0 PneumaticD] Nominal Operating Pressure [] Exempt [] 

Other Pressure psi Test Temp. c F 

Other: Snubber will be functionally tested after reassembly. Test results will be attached to work order 9401803.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in. x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-028 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp 

Certificate of Authorization No. ,,_ __,_ Expiration Date _ _,_,_ _ _ 

Signed ASME Program Engineer Date 7 / /. ,a______ 
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by A/5S6 C•- of Hartford Conn have 
inspected the components described in this Owner's Report during the period //,3/1,J to 

.//, ,/63 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property damage o a loss of any kind arising from or connected with this inspection.  

Commissions A/IA •/A/72 4A•It/r. Ad.9A-Ce
Inspector's Signature 

Date 1,14:?

National Board, Province and Endorsements

I



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-029

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

Date 11/22/2002 

Sheet 

R0533-SN-Q

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class _ _ _ _ _ _ 

5. (a) Applicable Construction Code B31 1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of - Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-532 1969 Corrected No

7. Description of Work -Replaced cylinder.

8. Tests conducted: Hydrostatic [ Pneumaticl- Nominal Operating Pressure El Exempt L] 

Other [] Pressure psi Test Temp. 0 F 

Other: Snubber will be functionally tested after reassembly. Test results will be attached to work order 9401803 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 12 in. x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 
FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-029
9. Remarks

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section Xl.  

Type Code Symbol Stamp , ,, 

Certificate of Authorization No. Expiration Date A ," 

Signed , ASME Program Engineer Date , 2 -- , , ________ 

Owner or Owner's Designee, Title

Date

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by ,ls6 ce- of Hartford Conn have 
inspected the components described in this Owner's Report during the period ,/0/o? to 

/,/_,_A __ , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section Xl.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
propeor a loss of any kind arising from or connected with this inspection.  

__ Commissions A x,,•AAz-'. t9,d ?d4, . - if,

Inspector's Signature National Board, Province and Endorsements

I



I PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-030

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11122/2002 

Sheet 

W0406-SN-Q

Address Repair Organization P.O. No., Job No., etc 
Work Performed by Owner n Name Type Code Symbol Stamp N/A 

Same Authorization N/A 

Address Expiration Date N/A 

Identification of System SN Code Class _ _ _ _ 

(a) Applicable Construction Code B31 1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

Identification of Components

Description of Work . Replaced piston and piston rod

8. Tests conducted: Hydrostaticr-- Pneumatic~l Nominal Operating Pressure E] ExemptL-

Other Pressure psi Test Temp. * F 

Other: Snubber will be functionally tested after reassembly. Test results will be attached to work order 9401803 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 12 in x 11 in , (2) 
information in items I through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant of 2

3.

4.  

5.  

6.

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-447 1969 Corrected No

7.



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-030 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp A,-1 
Certificate of Authorization No ,•/• Expiration Date AZ$7 

Signed 2 ASME Program Engineer Date , oZ 
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by ,1Sd C-7- of Hartford Conn have 
inspected the components described in this Owner's Report during the period //,/a to 

/________ _ . and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI 

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
prope a e or a loss of any kind arising from or connected with this inspection.  

Commissions A4I' 1/1F72 4,AI'w.r. l 1,, ýV',- Cd
Inspector's Signature 

Date / 1 / dY

National Board, Province and Endorsements

I I

I



I PRAIRIE ISLAND NUCLEAR GENERATING PLANT .  

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-031

Nuclear Management Company, LLC

Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/22/2002 

Sheet I 

U7218-SN-Q

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner 

SName Type Code Symbol Stamp N/A 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class !32 .sp 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers P1-408 1969 Corrected No

7. Description of Work Replaced piston and piston rod

8. Tests conducted: HydrostaticD Pneumatic[l Nominal Operating Pressure 11 Exempt E] 

Other Sd Pressure psi Test Temp. F 

Other: Snubber will be functionally tested after reassembly. Test results will be attached to work order 9401803 

NOTE. Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 112 in. x 11 in , (2) 
information in items I through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-031 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp _ . 7 

Certificate of Authorization No. /' F.piration Date 

Signed ASME Prooram Engineer Date 
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by //,' /'3 e- - of Hartford Conn have 
inspected the components described in this Owner's Report during the period //,?/a3 to 

_1.3_ 1-S , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
prop loss of any kind arising from or connected with this inspection.  

Commissions ,Af, //F72 A,%,J. 5,,i'-CO
Inspector's Signature 

Date /

National Board, Province and Endorsements

I I

0



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-032 

1. Owner Nuclear Management Company, LLC Date 11/22/2002

Name 
2. Plant Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Sheet 

S6754-SN

1 of 2 

1I-0

Address Repair Organization P.O. No., Job No, etc 
3. Work Performed by Owner 

Type Code Symbol Stamp N/A 
Name 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class X 2 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity - 1989 With No Addenda 

(c) Applicable Section XI Code Cases None.  

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-394 1969 Corrected No 

7. Description of Work . -Replaced piston and cylinder.  

8. Tests conducted: Hydrostatic 0 PneumaticD- Nominal Operating Pressure El Exempt 

Other RV Pressure psi Test Temp. 0 F 

Other: Snubber will be functionally tested after reassembly. Test results will be attached to work order 9401803.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 112 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 
FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-032 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp 

Certificate of Authorization No. .,I 1 Expiration Date 

Signed "I , ASME Program Engineer Date ,2 -/8 , ?Z-OZ.  
Owner or Owner's Designee , Title

Date

I I

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by //56 C7T of Hartford Conn have 
inspected the components described in this Owner's Report during the period l/o/3o- to 

113-7 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
prope oss of any kind arising from or connected with this inspection.  

Commissions /W16 1/4 72 , m,•,r•, 60d.-c,
Inspector's Signature National Board, Province and Endorsements



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-033

1. Owner Nuclear Management Company, LLC 

Name 
2. Plant Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Address

Date 11/22/2002

Sheet of 2

U7213-SN-Q

Repair Organization P.O. No., Job No., etc
3. -Work Performed by Owner

Name 
Same 

Address 
4. Identification of System - SN 

5. (a) Applicable Construction Code B31 1 

Addenda n/a

Type Code Symbol Stamp N/A

Authorization 

Expiration Date 

Code Class 

1967 

Code Case n/a

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-554 1969 Corrected No

7. Description of Work 

8. Tests conducted:

Replaced piston and piston rod

Hydrostatic [] Pneumatic- Nominal Operating Pressure El Exempt [L

Other [] Pressure psi Test Temp.

Other: Snubber will be functionally tested after reassembly Test results will be attached to work order 9401803 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in, (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

I

N/A

N/A 

Edition

1



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-033 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section Xl 

Type Code Symbol Stamp 

Certificate of Authorization No * Expiration Date _,,,_,__,_,._

Signed ASME Program Engineer Date /2-/, __._ ._ 
Owner or Owner's Designee, Title

Date

I

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by 1-/S6 e.r of Hartford Conn have 
inspected the components described in this Owner's Report during the period //1 oJ,' to 

/___/__3 _ _ , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property ae o loss of any kind arising from or connected with this inspection.  

Commissions ,,J8//1J,7.2 ,, s', V,' 3 a.-O
Inspector's Signature National Board, Province and Endorsements



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-034

Nuclear Management Company, LLC 

Name 
.Praire Island Nuclear Generating Plant

Name , 
1717 Wakonade Dr E, Welch Minnesota 55089

Date 11/22/2002 

Sheet 1 

R5259-SN-Q

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 

Same Authorization N/A 

Address Expiration Date N1A 

4. Identification of System SN Code Class • • 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components -

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No)

CorrectedSnubber

4 t r

7. Description of Work ._ -,, ,-Replaced short body and tie rods.

8. Tests conducted: Hydrostatic[] Pneumatic- Nominal Operating Pressure LI Exempt[] 

Other R] Pressure psi Test Temp. 0 F 

Other: Snubber will be functionally tested after reassembly. Test results will be attached to work order 9401803.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 12 in x 11 in, (2) 
information in items I through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

Basic Engineers No

1.  

2.

Owner 

Plant

PI-212 1969



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-034 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section Xi 

Type Code Symbol Stamp ,,tJ/;4 

Certificate of Authorization No. ,,(A• Expiration Date .- 1 
Signed .•. ASME Program Engineer Date 1/2 -1,9 __o .  

Owner or Owners Designee, Title 

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by //5' .C -7 of Hartford Conn have 
inspected the components described in this Owner's Report during the period ,/j/1l to 

/_/J , k&_ , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
properyd . loss of any kind arising from or connected with this inspection.  

___ Commissions J,,6 //,•,7.2 ,t '.,-Co 
Inspector's Signature National Board, Province and Endorsements

Date 1,3143



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-035

1. Owner Nuclear Management Company, LIC 

Name 
2. Plant Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr E, Welch Minnesota 55089 

Address
3. Work Performed by Owner 

Same
Name

Date 11/22/2002

Sheet of 2

U7225-SN-Q

Type Cc 

Authori: 
9:ý i-f'if

Address 
4 Identification of System SN Code Cl 

5. (a) Applicable Construction Code B31.1 1967 

Addenda n/a Code C• 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 

(c) Applicable Section XI Code Cases None 

6. Identification of Components

Repair Organization P.O. No., Job No., etc 

ide Symbol Stamp NIA 

zation N/A 

on Date N/A 
lass Z2 , ,- ý;g

Editi 

ase n/a 

1989 With No Addenda

ion

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-94 1969 Corrected No 

7. Description of Work Replaced piston and piston rod

,8. Tests conducted: Hydrostatic El PneumaticEl Nominal Operating Pressure El

Other R Pressure psi Test Temp. o F 

Other: Snubber will be functionally tested after reassembly. Test results will be attached to work order 9401803 

NOTE. Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in., (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

Exempt El

1

(J



PRAIRIE-ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-035 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp V A., 
Certificate of Authorization No. l/,4_ Expiration Date A ,V 

Signed ,Ž, _ , ASME Program Engineer Date /a--- ' , ______ 

Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by /_ / 4 C-7 of Hartford Conn have 
inspected the components descnbed in this Owner's Report during the period /'to 

/1/.?' 3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report 
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property darae or a loss of any kind arising from or connected with this inspection.  

Commissions AI /// 7.1 ,,4 i .z. 1,,t10 3 -9,01- 66

Date

Inspector's Signature 

,11&103

National Board, Province and Endorsements

I

I



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-036

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/22/2002 

Sheet 

W0388-SN-Q

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner w Name Type Code Symbol Stamp NIA 

Same Authorization NIA 

Address Expiration Date NIA 

4. Identification of System SN Code Class 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda nla Code Case n/a 

(b) Applicable Edition of Section XI Utilized for RepairlReplacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-309 1969 Corrected No

7. Description of Work., -. - Replaced piston and piston rod

8. Tests conducted: Hydrostatic [ PneumaticDl Nominal Operating Pressure [] Exempt El 

Other Pressure psi Test Temp. O F 

Other: Snubber will be functionally tested after reassembly Test results will be attached to work order 9401803.  

NOTE Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 112 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-036 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section X1 

Type Code Symbol Stamp ^'/,, 

Certificate of Authorization No Ak .-- Expiration Date . t/ 

Signed -&'S.L. &C . ,ASME Program Engineer Date zoo?,8 , _.OO?2, 
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by W,56 C7 of Hartford Conn have 
inspected the components described in this Owner's Report during the period 1J3/o.3 to 

1______ _, and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section Xl.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
propert emla loss of any kind arising from or connected with this inspection.  

Commissions ,,,//,.? ,9•dx,/,S,,1-Co
Inspector's Signature 

Date /,,

National Board, Province and Endorsements

1



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-037

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 

Sheet 

U0710-SNS

11/2212002 

1 of 2

J-0

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 
Same Authorization N/A 

Address Expiration Date NIA 

4. Identification of System SN Code Class 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for RepairlReplacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-60 1969 Corrected No

7. Description of Work '_" -Replaced piston and cylinder.

8. Tests conducted: Hydrostatic-- Pneumatic[L Nominal Operating Pressure El Exempt LI 

Other Pressure psi Test Temp. o F 

Other: Snubber will be functionally tested after reassembly Test results will be attached to work order 9401803.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 12 in x 11 in., (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-037 
9. Remarks 

n/a

CERTIFICATE OF INSERVICE INSPECTION

1, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by /,/-51 C7" of Hartford Conn. have 
inspected the components described in this Owner's Report during the period //1131 to 

//3/a? , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property damage or a loss of any kind arising from or connected with this inspection 

Commissions WA ,Y/ S- 72 A'4. /A1,,3 3?e,•.-e4
Inspector's Signature 

Date /A Ia'?

National Board, Province and Endorsements

I I

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section Xl 

Type Code Symbol Stamp /,14 

Certificate of Authorization No. ____________Expiration Date A, 4 

Signed - , ASME Program Engineer Date _--- ______ , " 

Owner or Owners Designee, Title

I



I PRAIRIE.ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-038

1. Owner Nuclear Management Company, LLC 

Name 
2. Plant Praire Island Nuclear Generating Plant

Date 11/22/2002

Sheet

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

3. Work Performed by Owner 

Same

Address

Name

Address 
4. Identification of System SN

1 2of

U7228-SN-Q

Repair Organization P.O. No., Job No., etc 

Type Code Symbol Stamp N/A 

Authorization N/A 

Expiration Date NIA 

Code Class

5. (a) Applicable Construction Code B31.1 1967 

Addenda n/a Code Cý 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity

Editi 

ase n/a 

1989 Wlth No Addenda

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-448 1969 Corrected No

7. Description of Work

8. Tests conducted:

- • ,,Replaced piston. , -

Hydrostatic El PneumaticE] Nominal Operating Pressure El

Other RI Pressure psi Test Temp. 0 F 

Other. Snubber will be functionally tested after reassembly. Test results will be attached to work order 9401803.  

NOTE. Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in , (2) 
information in items I through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

on

Exempt LI



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-038 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp A111114,, 

Certificate of Authorization No. ,/ , Expiration Date A , 

Signed - .ASME Program Engineer Date / "-"E ___:____ 

Owner or Owner's Designee, Title

Date /_/_ _ _ __ _ ,

I I

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by /IS& e T" of Hartford Conn. have 
inspected the components described in this Owner's Report during the period /131v/,i to 

,11,343 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
propertyd e or a loss of any kind arising from or connected with this inspection.  

Commissions ,,J ls ,4,X, ,,oJada-ee,
Inspector's Signature

v

National Board, Province and Endorsements



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-039

1. Owner Nuclear Management Company, LLC 

Name 
2. Plant Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089 

Address
3. Work Performed by Owner 

Same
Name

Address 
4. Identification of System SN

Date 11/2212002

Sheet 1 of 2

U7227-SN-Q 

Repair Organization P.O. No., Job No., etc 

Type Code Symbol Stamp N/A 

Authorization N/A 

Expiration Date NIA 

Code Class ,.2. ...r .

5. (a) Applicable Construction Code B31 1 1967 

Addenda n/a Code Ca 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity

Editi 

ase n/a 

1989 With No Addenda

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-534 1969 Corrected No 

7. Description of Work -- Replaced piston .

8. Tests conducted: Hydrostatic [l

Other Fv

Pneumatic[l 

Pressure

Nominal Operating Pressure 0

psi Test Temp.

on

Other: Snubber will be functionally tested after reassembly Test results will be attached to work order 9401803.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 112 in x 11 in, (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

Exempt [ 

0 F



PRAIRIE ISLAND NUCLEAR GENERA TING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-039 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section Xi.  

Type Code Symbol Stamp ,,___ 

Certificate of Authonzation No. ,,- _ Expiration Date - ,.' 

Signed ? ýl ýz' --- ys' , ASME Program Engineer Date / 2-'o , ZCoz 
Owner or Owner's Designee , Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by ,//5 C7.T of Hartford Conn. have 
inspected the components described in this Owner's Report during the period ///1a3 to 

1/.j a.3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
propertydmge or ass of any kind arising from or connected with this inspection.  

Commissions A1611z/1772 ,,d/u37/a 

Inspector's Signature National Board, Province and Endorsements 

Date //,3/0,3



I PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-040

Nuclear Management Company, LLC

Name 
Praire Island Nuclear Generating Plant 

. -Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11122/2002 

Sheet 1 of 2 

W0396-SN-Q

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 % 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-350 1969 Corrected No

7. Description of Work -Replaced piston.

8. Tests conducted: Hydrostatic ] Pneumatic- Nominal Operating Pressure El Exempt L 

Other Pressure psi Test Temp. 0 F 

Other: Snubber will be functionally tested after reassembly. Test results will be attached to work order 9401803 

NOTE. Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 12 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY I
ITEM 1-16-040

9. Remarks 

n/a

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by ,// 51' 6 -7- of Hartford Conn. have 
inspected the components described in this Owner's Report during the period 1/3/14 to 

11-3_ .laa -, and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
prop magor a loss of any kind arising from or connected with this inspection.  

Commissions A/6 I/S7Q VA ,Z, ,AM,/ S, W--C
Inspector's Signature 

Date / X? 1,3

National Board, Province and Endorsements

I

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp _ Al11 

Certificate of Authorization No .' Expiration Date -'-' 

Signed , ASME Program Engineer Date /2 -/f , 2 ":: 2_ 
Owner or Owner's Designee, Title



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-041

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

Date 11/20/2002 

Sheet 1 

9403227

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Name Type Code Symbol Stamp N/A 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 3 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers P1-204 1-CCH-378 1969 Removed No 

Snubber Basic Engineers P1-159 1-CCH-378 1969 Installed No

Description of Work %Replaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: Hydrostatic'- PneumaticD Nominal Operating Pressure [] Exempt[] 

Other 6d Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per WO9509313.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant

7.



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

IITEM 1-16-041
9. Remarks 

n/a

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by //,56 e7- of Hartford Conn have 
inspected the components described in this Owner's Report during the period /I3,•,j to 

________,_ _ ,and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property a or a loss of any kind arising from or connected with this inspection.  

Commissions ,A-',/16 , 7,,,, , 3 -Ce
Inspector's Signature 

Date //3/,23

National Board, Province and Endorsements

I

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp ///,

Certificate of Authonzation No Expiration Date _ ,,_,"_ _ _ _ _ 

Signed f. e 4 • J,0 , ASME Program Engineer Date / Z-- , 8-- .  
Owner or Owner's Designee, Title

=own



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-42 

1. Owner Nuclear Management Company, LIC Date 11122/2002 

Name 
2. Plant Praire Island Nuclear Generating Plant Sheet 1 of 2 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089 9401186 

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Name Type Code Symbol Stamp N/A 

Same Authorization NIA 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

-5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case nla 

(b) Applicable Edition of Section Xl Utilized for RepairlReplacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-366 1-AFSH-36 1969 Removed No 

Snubber Basic Engineers PI-6 1-AFSH-36 1969 Installed No 

7. Description of Work Replaced snubber with pre-tested spare of same model/manufacturer.  

8. Tests conducted: Hydrostatic-- Pneumatic-- Nominal Operating Pressure ExemptD 

Other Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313.  

NOTE, Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1/2 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-42 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp ,11,14 

Certificate of Authorization No ,• Expiration Date 

Signed 2. . I- ' ASME Program Engineer Date /Z-- •OO .  

I 

Owner or Owner's Designee ,Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by 1-r53 • _7- of Hartford Conn. have 
inspected the components described in this Owner's Report during the period //•/'. to 

,/-? /o _, and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owners Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property daa e s of any kind arising from or connected with this inspection.  

Commissions tI/,A "4Z,-"7.A14p A/.• Ad•ee.,

Date

Inspector's Signature 

/ /J/4...

National Board, Province and Endorsements

I
0



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-43 

1. Owner Nuclear Management Company, LLC Date 11/22/2002 

Name 
2. Plant Praire Island Nuclear Generating Plant Sheet 1 of 2 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089 9401187 

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 

Same Authorization NIA 

Address Expiration Date N/A 

4. Identification of System - SN Code Class 2 

5. (a) Applicable Construction Code B31 1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section Xl Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section Xl Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers P1-311 1-AFSH-22A 1969 Removed No 

Snubber Basic Engineers PI-313 1-AFSH-22A 1969 Installed No 

7. Description of Work Replaced snubber with pre-tested spare of same model/manufacturer.  

8. Tests conducted: Hydrostatic E Pneumatic-] Nominal Operating Pressure 0 Exempt El 

Other 1Z Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE- Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 12 in x 11 in., (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-43 
9. Remarks 

nla 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section Xi.  

Type Code Symbol Stamp 

Certificate of Authorization No t/Al Expiration Date A 4,,v1 

Signed . ASME Program Engineer Date -'- 68 , " 
Owner or Owners Designee , Title 

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by ,AS• -C7 of Hartford Conn have 
inspected the components described in this Owner's Report during the period ,/13d? to 

_ / h,__,__ _ , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owners Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owners Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property da .I ,ss of any kind arising from or connected with this inspection.  

7 7 ? Commissions i/e,/f,' 72 ,s,6,,.tL7,,, ,,Cd 

Inspectors Signature National Board, Province and Endorsements 

I 

Date_______ _ 11210_?_

I



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-44 

1. Owner Nuclear Management Company, LLC Date 11/22/2002

Name 
2. Plant Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Sheet 

9401185

1 of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner w Name Type Code Symbol Stamp N/A 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5:' (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section Xl Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-96 1-AFSH-84 1969 Removed No 

Snubber Basic Engineers PI-369 1-AFSH-84 1969 Installed No 

7. Description of Work. - Replaced snubber with pre-tested spare of same model/manufacturer.  

8. Tests conducted: Hydrostatic El Pneumaticr- Nominal Operating Pressure E] Exempt E] 

Other Pressure psi Test Temp. ° F 

"Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in., (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-44 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp 1,1 

Certificate of Authorization No A I-'-f- Expiration Date 
Signed 4. ,,_•• ,ASME Progjram Engineer Date Z- ," .  

Owner or Owners Desitgnee, Title 

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by //958 C7- of Hartford Conn have 
inspected the components described in this Owner's Report during the period /13 /dJ to 

/ /3 /o3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
'propertyloss of any kind arising from or connected with this inspection.  

Commissions A/6, //.f2 -- 2 ,d.41, zn4lef-,ego-eo 

Inspector's Signature National Board, Province and Endorsements 

Date / 13/3 I3

I I
M"



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-45 

1. Owner Nuclear Management Company, LLC Date 11/22/2002 

Name 
2. Plant Praire Island Nuclear Generating Plant Sheet 1 of 2 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089 9401170 

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Name Type Code Symbol Stamp N/A 

Same Authorization N/A 

Address Expiration Date NIA 

4. Identification of System SN Code Class . 3 xr/p/l, 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Acbvity 1989 With No Addenda 

(c) Applicable Section Xl Code Cases None 

6. Identification of Components

7. Description of Work ,. - Replaced snubber with pre-tested spare of same model/manufacturer.  

8. Tests conducted: HydrostaticE] Pneumatic[:] Nominal Operating Pressure F-, Exempt El 

Other RI Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 112 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-410 1-CCH-318 1969 Removed No 

Snubber Basic Engineers PI-287 1-CCH-318 1969 Installed No

__ _ _ _ __j_ _ _ __ _ _I__ _ _ _ _ I __ _ _ _I _ _ _ _ __I _ __I __ _ __ _ _ t _ __ _



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-45 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section Xl.  

Type Code Symbol Stamp Xy/d 

Certificate of Authorization No I /0---------'-txpiration Date /,e 

Signed . ASME Program Engineer Date /2029 , ZOO 
Owner or Owners De•'gnee , Title

Date

I

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by A'56 (:!!; of Hartford Conn have 
inspected the components described in this Owner's Report during the period //J/d3 to 

" //j /-3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
propertyd Iross of any kind arising from or connected with this inspection 

Commissions AI,. 1 ,p-72 ,d,.-,, ,O

Inspcto's 
igntur

I

National Board, Province and Endorsements



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-46

Nuclear Management Company, LIC

Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/22/2002 

Sheet - 1 of 2 

9401172

1.  

2.  

3.  

4.  

5.  

6.

7. Description of Work -,. -.Replaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: HydrostaticF] PneumaticD] Nominal Operating Pressure [] Exempt[] 

Other Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per WO9509313.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

Owner 

Plant

Address Repair Organization P.O. No., Job No., etc 
Work Performed by Owner Name Type Code Symbol Stamp N/A 

Same Authorization NIA 

Address Expiration Date N/A 

Identification of System SN Code Class .2' ,3 g/e, e/gj 

(a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

Identification of Components

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-407 1-CCH-319 1969 Removed No 

Snubber Basic Engineers PI-365 1-CCH-319 1969 Installed No



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-46 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code. Section XI.  

Type Code Symbol Stamp '14 

Certificate of Authorization No. 1,4 _Expiration Date ,l, ."-

Signed , ASME Program Engineer Date /.-6, , 

Owner or Owner's Designee, Title

Date

I I

CERTIFICATE OF INSERVICE INSPECTION 

1, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by _______6 C__- - of Hartford Conn have 
inspected the components described in this Owners Report during the period /Y//lA.I to 

J/,3 A#2, and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section Xl 

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report 
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property d/ r-atss of any kind arising from or connected with this inspection 

Commissions ,I,3 //,f 7.2 4,d 1X,. MAI.41 36,o- o
vInspector's Signature National Board, Province and Endorsements

t



PRAIRIE ISLAND.NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-47 

1. Owner Nuclear Management Company, LLC Date 11/22/2002 

Name 
2. Plant Praire Island Nuclear Generating Plant Sheet 1 of 2 

Name 
1717 Wakonade Dr E, Welch Minnesota 55089 9401173 

Address Repair Organization P.O. No., Job No., etc 

3. Work Performed by Owner Type Code Symbol Stamp N/A 
Name 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System " SN Code Class 2 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-409 1-CCH-320 1969 Removed No 

Snubber Basic Engineers PI-385 1-CCH-320 1969 Installed No 

7. Description of Work' Replaced snubber with pre-tested spare of same model/manufacturer 

8. Tests conducted: Hydrostatic El PneumaticD] Nominal Operating Pressure E] Exempt El 

Other Pressure psi Test Temp. O F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 12 in x 11 in , (2) 
information in items I through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY1
ITEM 1-16-47

9. Remarks 

n/a

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by 9--8te 'r of Hartford Conn. have 
inspected the components described in this Owner's Report during the period 11/3/1,3 to 

1/3 /63 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property dam of any kind arising from or connected with this inspection.  

;7 W Commissions 1/6 ,11,P dd2 ,fdV 4W35dd- d0O
Inspector's Signature National Board, Province and Endorsements

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp 1,, 

Certificate of Authorization No I Expiration Date ; ,4 
Signed ASME Program Engineer Date 

Owner or Owner's Designee . Title

Date I



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-48 

1. Owner Nuclear Management Company, LLC Date 11/22/2002 

Name 
2. Plant Praire Island Nuclear Generating Plant Sheet 1 of 2 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089 9401174 

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31 1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section Xl Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section Xl Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-391 1-CCH-349 1969 Removed No 

Snubber Basic Engineers PI-247 1-CCH-349 1969 Installed No 

7. Description of Work Replaced snubber with pre-tested spare of same modeVmanufacturer 

8. Tests conducted: Hydrostatic[] PneumaticD] Nominal Operating Pressure El Exempt[] 

Other n Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 112 in x 11 in , (2) 
information in items I through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form



I ~PRAIRIE ISLAND NUCLEAR GENERA TING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-48
9. Remarks

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the repo are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp 

Certificate of Authorization No ,- . Expiration Date 

Signed ,•"•.4-..I .,, ASMVE Proglram Engineer Date 10-1,9/ .O• 
• ~Owner or Owner's DeslItnee , Title

Date

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by //, 16 67- of Hartford Conn. have 
inspected the components described in this Owner's Report during the period / /3/63 to 

J ,),,.1/ 3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property da o4p of any kind arising from or connected with this inspection.  

Commissions A,/Am -• ., 1A?5Zed-oea
Inspector's Signature National Board, Province and Endorsements

I



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-49 

1. Owner Nuclear Management Company, LLC Date 11122/2002

Name 
2. Plant Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

Sheet 

9401175

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Name Type Code Symbol Stamp N/A 

Same Authorization NIA 

Address Expiration Date N/A 

4. Identification of System SN- Code Class 2 

,5. (a) Applicable Construction Code B31 1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers P1-441 1-CCH-350 1969 Removed No 

Snubber Basic Engineers P1-195 1-CCH-350 1969 Installed No 

7. Description of Work Replaced snubber with pre-tested spare of same model/manufacturer.  

8. Tests conducted: Hydrostatics- Pneumatic[D Nominal Operating Pressure E] ExemptE] 

Other Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in. x 11 in , (2) 
information in items 1 through 6 on this report as included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-49 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp /'W 1 

I 

Cerificate of Authonzaton No. Expiration Date

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed
by /-/5• v- of Hartford Conn. ha 
inspected the components described in this Owner's Report during the period //,3/1? ti 

/ 13 A,3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property da ss of any kind arising from or connected with this inspection.  

Commissions A1/3,/I72 A6,t.12z e-.• do-Co

Date

ve 
0

Inspector's Signature -I National Board, Province and Endorsements



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-50

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

Date 11/22/2002 

Sheet 1 of 2 

9401176

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-405 1-CCH-354 1969 Removed No 

Snubber Basic Engineers PI-99 1-CCH-354 1969 Installed No

7. Description of Work ,- " -ý Replaced snubber with pre-tested spare of same mode/manufacturer.

8. Tests conducted: Hydrostatic[E PneumaticDl Nominal Operating Pressure ID Exempt E] 

Other Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in. x 11 in , (2) 
information In items I through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERA TING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-50 
9. Remarks 

n/a

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp I,- /1'0,, 

Certificate of Authorization No A -" v4  Expiration Date ,__. ___-__,_,___ 

Signed ASME Program Engineer Date /2-/8 , Z.  
Owner or Owner's DesigJee , Title 

CERTIFICATE OF INSERVICE INSPECTION

Date

I

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by /1s6 er of Hartford Conn have 
inspected the components described in this Owner's Report during the period //3,,/da to 

//3,/43 -, and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section Xl.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property damaa. s of any kind arising from or connected with this inspection.  

Commissions ,-/t/ 7.I,,•,,/.r , 's~dd eo
Inspector's Signature

P

National Board, Province and Endorsements

I



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-51

Nuclear Management Company, LLC 

-Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

Date 11/22/2002 

Sheet 1 

9401177

of 2

Address Repair Organization P.O. No., Job No., etc 

3. Work Performed by Owner Name Type Code Symbol Stamp N/A 

Name 
Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class -3 'g, 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section Xl Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-88 1-CWH-374 1969 Removed No 

Snubber Basic Engineers PI-1 58 1-CWH-374 1969 Installed No

7. Description of Work , -_,,Replaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: Hydrostatic 0 Pneumatic[l Nominal Operating Pressure El ExemptDl 

Other Pressure psi Test Temp. o F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1/2 in x 11 in., (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT I 
FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-51 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp A,-,11W 

Certificate of Authorization No. .A/ -- -Expiration Date A' 

Signed , ASME Program Engineer Date J , 2COZ.  
"Owner or Owner's Designe . Title 

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by #SC, - - of Hartford Conn. have 
inspected the components described in this Owner's Report during the period //J/,3 to 

1,/3 /r3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report 
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property dm .. a o of any kind arising from or connected with this inspection.  

_ _ _ _ _ _ Commissions N/6 Ilk7ý2gdAlz ,,d3,;64ýo-Co 

Inspector's Signature National Board, Province and Endorsements 

Date 11,31o3 ?

L



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-052

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

Date 11/20/2002 

Sheet 1 

9401158

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner 

Name Type Code Symbol Stamp N/A 

Same Authorization N/A 

Address Expiration Date NIA 

4. Identification of System SN- Code Class 2 

5. (a) Applicable Construction Code B31 1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for RepairlReplacement Activity 1989 WiVth No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers P1-166 1-CVCH-178 1969 Removed No 

Snubber Basic Engineers PI-72 1-CVCH-178 1969 Installed No

7. Description of Work . . -Replaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: Hydrostatic- PneumaticZ- Nominal Operating Pressure E] Exempt[] 

Other Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 12 in. x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-052 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp A,-Z'4 

Certificate of Authorization No. /.-4- Expiration Date _____ 

Signed A SME Program Engineer Date ,2 -- __, _____ 

Owner or Owner's Detignee, Title

Date

I

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by /l'ls Cr of Hartford Conn. have 
inspected the components described in this Owner's Report during the period //I/,. to 

" /3 /a3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property d e s of any kind arising from or connected with this inspection.  

Commissions A1/ 9//J Z . , / - d s
Inspector's Signature National Board, Province and Endorsements

°

I
I



I PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-053

Nuclear Management Company, LLC 

"Name 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/24/2002 

Sheet 1 

9401160

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Name Type Code Symbol Stamp N/A 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-269 1-MSDH-29 1969 Removed No 

Snubber Basic Engineers P1-145 1-MSDH-29 1969 Installed No

Description of Work . . Replaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: Hydrostatic 0 Pneumatic-- Nominal Operating Pressure [] Exempt El 

Other Pressure psi Test Temp. C F 

Other: Snubber was visually inspected the next outage after replacement per WO9509313.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in. x 11 in, (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant

7.



PRAIRIE ISLAND NUCLEAR GENERA TING PLANT.  

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-053 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XA 

Type Code Symbol Stamp _ /A, 

Certificate of Authorizatior-° No. Lf• Expiration Date If,_ _ 

Signed Oe r ASME Program Engineer Date 12e 
Owner or Owners Designee , Title

Date //? ld3

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by /-/a e7"- of Hartford Conn. have 
inspected the components described in this Owner's Report during the period //a,/o3 to 

_J_/_?_A3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section Xl.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property(j e o_,A loss of any kind arising from or connected with this inspection.  

Commissions IIW/",.2 , 4"r•6., nAle,,,a,-gd 
Inspector's Signature National Board, Province and Endorsements



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-054

Nuclear Management Company, LLC

Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/24/2002 

Sheet 1 

9401184

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner 

Name Type Code Symbol Stamp N/A 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for RepairlReplacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-374 1-RCVCH-1270 1969 Removed No 

Snubber Basic Engineers PI-9 1-RCVCH-1270 1969 Installed No

7. Description of Work Replaced snubber with pie-tested spare of same modeVmanufacturer.

8. Tests conducted. Hydrostatic 0 PneumaticD Nominal Operating Pressure Exempt[] 

Other F Pressure psi Test Temp. F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 112 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

I.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-054 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp 

Certificate of Authorization No , Expiration Date ,'3 

Signed I- Z ASME Program Engineer Date / , _____ 

Owner or Owner's Designee, Title 

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by _ '1,S6 er of Hartford Conn. have 
inspected the components described in this Owner's Report during the period //7,.' to 

/_1741__ , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
propertydamage a loss any kind arising from or connected with this inspection.  

__________Commissions 419 
Inspector's Signature National Board, Province and Endorsements 

Date 7,- 7 , z"3

I I



I PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-055

Nuclear Management Company, LLC

Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

Date 11124/2002 

Sheet 1 

9401180

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner 

Name Type Code Symbol Stamp N/A 

Same Authorization N/A 

Address Expiration Date NIA 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for RepairlReplacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-300 I-RSIH-413A 1969 Removed No 

Snubber Basic Engineers P1-240 1-RSIH-413A 1969 Installed No

Description of Work - - Replaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: Hydrostatic 0I PneumaticD Nominal Operating Pressure Exempt El 

Other Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 112 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant

7.



PRAIRIE ISLAND NUCLEAR GENERA TING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-055 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp A' A 
Certificate of Authorization No. ExiaonDate t " 

Signed - , ASME Program Engineer Date _, _ 

Owner or Owner's Deiignee, Title

Date

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by ,'.sd 67- of Hartford Conn have 
inspected the components described in this Owners Report during the period /,7 to 

/_7/,3_3 _, and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property dam I fag o ny kind arising from or connected with this inspection.  

Commissions /-',e / 4,J7.2 ,. ,dx;ý,w-e 
Inspectors Signature National Board, Province and Endorsements



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-056

Nuclear Management Company, LLC

Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

Date 11/24/2002 

Sheet 1 

9401181

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 
Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-89 1-RSIH-413B 1969 Removed No 

Snubber Basic Engineers PI-437 1-RSIH-413B 1969 Installed No

7. Description of Work . -- Replaced snubber with pr'e-tested spare of same model/manufacturer.

8. Tests conducted: Hydrostatic[] Pneumatic[] Nominal Operating Pressure L] Exempt L] 

Other Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-056 
9. Remarks 

n/a

Date

I I

CERTIFICATE OF COMPLIANCE 

We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp I,," 4 

Certificate of Authorization No ,,_ _ _ _ Expiration Date - .'' 

Signed ,,;( 1. , ASME Program Engineer Date / ' , ______ 

Owner or Owners Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by ,/4,5 A " of Hartford Conn have 
inspected the components described in this Owners Report during the period / 7//dm to 

//7,/,•3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owners Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owners Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property djf any kind arising from or connected with this inspection.  

Commissions 113 //,P 2 .1G4Lr. ,0t./e,3 5;gv- ed
"-Inspector's Signature National Board, Province and Endorsements



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-057

Nuclear Management Company, LLC

Name 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/24/2002 

Sheet - 1 

9401178

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 
Same Authorization N/A 

Address Expiration Date NIA 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity - 1989 With No Addenda 

(c) Applicable Section Xl Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
-Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-37 1-RHRH-58 1969 Removed No 

Snubber Basic Engineers PI-283 1-RHRH-58 1969 Installed No

7. Description of Work Replaced snubber with pre-tested spare of same modeVmanufacturer

8. Tests conducted: Hydrostatic 0 Pneumatic-- Nominal Operating Pressure El Exempt 11 

Other F] Pressure psi Test Temp. F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in. x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-057 
9. Remarks 

n/a

Date

I I

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XA 

Type Code Symbol Stamp /V/1-10

Certificate of Authonzati No . Expiration Date 

Signed ASME Program Engineer Date / -: , 2e• 3 
Owner or Owners Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by 11/,56 Cr of Hartford Conn have 
inspected the components described in this Owner's Report during the period //?A'3 to 

1,143 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section Xl.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
proper or os of any kind arising from or connected with this inspection 

Commissions 43 /1/8507.2,,,dZ. W,,&294,,-ed
-- I - . .r • National Board, Province and EndorsementsInspector's Signature

I



* PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-058 

1. Owner Nuclear Management Company, LLC Date 11124/2002 

Name 

2. Plant Praire Island Nuclear Generating Plant Sheet 1 of 2 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089 9401179 

Address Repair Organization P.O. No., Job No., etc 

3. Work Performed by Owner 
Type Code Symbol Stamp N/A 

Name 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31 1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity '1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of - -Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-217 1-RHRH-60 1969 Removed No 

Snubber Basic Engineers P1-12 1-RHRH-60 1969 Installed No 

7. Description of Work -Replaced snubberwith pre-tested spare of same model/manufacturer.  

8. Tests conducted: Hydrostatic [-- Pneumatic-- Nominal Operating Pressure ], , Exempt 0 

Other RV Pressure psi Test Temp F F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in., (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-058 
9. Remarks 

n/a

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp '114,, 

Certificate of Authorization No. Expiration Date /__,/_ _ _ 

Signed ASME Program Engineer Date ______ , ________ Owner or Owner's Designee , Title 

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by -//,_s CT- of Hartford Conn. have 
inspected the components described in this Owner's Repbrt during the period /7/0a: to 

_ ,12/,a , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property e r loss of any kind arising from or connected with this inspection.  

Commissions ,, -J3S/72 d ol ,r is•, -

I I

Inspector's Signature 

Date / /7 /1c,3

National Board, Province and Endorsements



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-059 

1. Owner Nuclear Management Company, LLC Date 11124/2002 

Name 
2. Plant Praire Island Nuclear Generating Plant Sheet 1 of 2 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089 9401189 

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System " SN Code Class 2 

5 (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components

7. Description of Work Replaced snubber with pre-tested spare of same model/manufacturer.  

8. Tests conducted: Hydrostatic[] Pneumatic[:] Nominal Operating Pressure [ Exempt[:] 

Other E] Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313.  

NOTE. Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in. x 11 in., (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-21 1-RCVCH-1283 1969 Removed No 

Snubber Basic Engineers PI-521 1-RCVCH-1283 1969 Installed No

_________ .1. __________ .L _________ - - - ____ -



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-059 
9. Remarks 

n/a

Date /17,,3

I

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp .,4 

Certificate of Authorization No. /t//114 .. Expiration Date _ ,,"-"_ 

Signed , .• .• 2 \ ,ASME Program Engineer Date / , ____ 

Owner or Owners Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by /,/-53 dr of Hartford Conn have 
inspected the components described in this Owners Report during the period /11.3 to 

/ /, /r,3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section Xl

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property d a7 7 ) of any kind arising from or connected with this inspection.  

Commissions Aý5 //,9;1:2 #dc),. ,
Tnspector's Signature National Board, Province and Endorsements



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-060

Nuclear Management Company, LIC

Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/24/2002 

Sheet 1 

9401190

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner 

Name Type Code Symbol Stamp NIA 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for RepairlReplacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-24 1-RCVCH-1284 1969 Removed No 

Snubber Basic Engineers PI-402 1-RCVCH-1284 1969 Installed No

7. Description of Work Replaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: HydrostaticF] Pneumaticr- Nominal Operating Pressure El Exempt El 

Other Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 112 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-060 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp 

Certificate of Authorization No Expiration Date ___ 

Signe ASME Program Engineer Date, 
Owner or Owner's Designee , Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by /'Stz er of Hartford Conn have 
inspected the components described in this Owner's Report during the period //7/l.3 to 

)/7/', , , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
prope.rty .daý eor loss of any kind arising from or connected with this inspection.  

Commissions ,,Vd u/PX72 fA.4J-r mJi.•,).7A-e,

Inspector's Signature 

Date / /7/03

National Board, Province and Endorsements

I



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-061

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

Date 11/24/2002 

Sheet 1 of 2 

9401182

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code "B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section Xl Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers P1-199 1-RRHH-20 1969 Removed No 

Snubber Basic Engineers PI-413 1-RRHH-20 1969 Installed No

7. Description of Work "-. Replaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: HydrostaticE] PneumaticD Nominal Operating Pressure El Exempt El 

Other Pressure psi Test Temp. o F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1/2 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-061 
9. Remarks 

n/a

Date

I I

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp 4,/rF 

Certificate of Authorization •N ,/Expiration Date ", 

Signed , ASME Program Engineer Date /-6 2 O 3 
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by /'•J r c_ of Hartford Conn have 
inspected the components described in this Owners Report during the period ,//,,z to 

/_/_A,_ ___ _ -, and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owners Report in accordance with the 
requirements of the ASME Code, Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property d1 r of any kind arising from or connected with this inspection 

_______ r-,/Commissions A16 /,7.7 Ayx,•. tAj'o ,,-eo
National Board, Province and EndorsementsInspector's Signature

I



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-062

Nuclear Management Company, LLC

Name 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/24/2002 

Sheet 1 

9401183

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-383 1-RRHH-62 1969 Removed No 

Snubber Basic Engineers PI-95 1-RRHH-62 1969 Installed No

7. Description of Work Replaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: Hydrostatic[-- Pneumaticr Nominal Operating Pressure LI Exempt[-] 

Other Pressure psi Test Temp. C F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 112 in. x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-062 
9. Remarks 

n/a

CERTIFICATE OF INSERVICE INSPECTION

1, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by /"/-,6c er of Hartford Conn have 
inspected the components described in this Owner's Report during the period ' /7Id/-. to 

1Z/7a.43 -, and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property a.3oss of any kind arising from or connected with this inspection.  

Commissions A18 1/f7.2 AALC, W 4Al34d-CO
Inspetor's Signature National Board, Province and Endorsements

Date

I I

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section Xl.  

Type Code Symbol Stamp /',,4? 
Certificate of Authorization No /,0-4 Expiration Date _ _ _ _ _ _ _ 

Signed ASME Program Engineer Date / 4' 
Owner or Owner's Designee, Title



I PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S'REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-063

Nuclear Management Company, LIC

Name 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/24/2002 

Sheet - -1 of 2 

9401188

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by "Owner Name Type Code Symbol Stamp N/A 

Same Authorization N/A 

Address Expiration Date NIA 

4. Identification of System -- SN Code Class 2 

5. - (a) Applicable Construction Code B31.1 . 1967 Edition 

,Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for RepairlReplacement Activity 1989 With No Addenda 

(c) Applicable Section Xl Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of - Name of Manufacturer Board Other Year Removed, or -Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-1 83 1-RHCH-27 1969 Removed No 

Snubber Basic Engineers PI-319 1-RHCH-27 1969 Installed No

7. Description of Work -. Re placed snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: Hydrostaticsl Pneumatic[:] Nominal Operating Pressure D Exempt[-

Other Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in, (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

1.  

2.

Owner 

Plant

EM-11



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-063 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp ,11-9 

Certificate of Authorization No. Expiration Date _ _ _ _"_ _ _ _ _ 

Signed 72- 1, • , ASME Program Engineer Date - ..  
Owner or Owners Designee, Title

Date

I I

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by - &1d e-7- of Hartford Conn have 
inspected the components described in this Owner's Report during the period 1/7/43 to 

__/__ -__,__ ,and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
porope of any kind arising from or connected with this inspection.  

_ _ _ _ _ Commissions ,I/A ,k7.2. . ,46 ,ei3•..-co

0

Inspector's Signature National Board, Province and Endorsements



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-064

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/2412002 

Sheet 

9401165

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 
Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class ". , 
,4'C 1/7/12 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-488 1-MSH-65 1969 Removed No 

Snubber Basic Engineers PI-543 1-MSH-65 1969 Installed No

7. Description of Work ', Replaced snubber with pre-tested spare of same model/manufacturer

8. Tests conducted: HydrostaticD Pneumatic[] Nominal Operating Pressure Exempt[] 

Other Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-064 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp 

Certificate of Authorization No. Expiration Date "V Z,.A 1 

Signed 4j .,9ASME Program Engineer Date / c ___ Owner or Owner's Designee , Title 

I

Date

I

CERTIFICATE OF INSERVICE INSPECTION 

1, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by A, eS 7- of Hartford Conn have 
inspected the components described in this Owners Report during the period / 1/,7163 to 

//_,_._ _ , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owners Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owners Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property damg•%A!of any kind arising from or connected with this inspection.  

Commissions A/6//,p72 ,d*,.. ,72 os'Aevew-eo
Inspector's Signature National Board, Province and Endorsements



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-065

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant 

Name 

1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/24/2002 

Sheet 1 

9401167

of 2

Address Repair Organization P.O. No., Job No., etc 

3. Work Performed by Owner Type Code Symbol Stamp N/A 
Name 

Same Authorization NIA 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31 1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section Xl Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-548 1-MSH-66 1969 Removed No 

Snubber Basic Engineers PI-471 1-MSH-66 1969 Installed No

7. Description of Work SI Replaced snubber with pre-tested spare of same model/manufacturer
.4 

8. Tests conducted: Hydrostatic-- PneumaticD- Nominal Operating Pressure [] ExemptE] 

Other Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in, (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant

I



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-065 

9. Remarks 

n/a

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by _/s _ _ d __- of Hartford Conn have 
inspected the components described in this Owners Report during the period //7/`.s to 

1174___.3. , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
propert 5a loss of any kind arising from or connected with this inspection.  

Commissions ,/,, ,,/, i. ,o
Inspector's Signature 

Date 1171,

National Board, Province and Endorsements

I

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp 'IV 'Ila 

Certificate of Authorization No. 4/ Expiration Date Alýi14 

Signed , ASME Proram Enineer Date , ______..  

Owner or Owners Designee, Title



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-066

Nuclear Management Company, LLC

Name 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/24/2002 

Sheet 1 

9402197

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner 

Type Code Symbol Stamp N/A 
Name 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-28 1-RCVCH-1483 1969 Removed No 

Snubber Basic Engineers P1-191 1-RCVCH-1483 1969 Installed No

7. Description of Work SReplaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: Hydrostatic ] Pneumatic[D Nominal Operating Pressure [] Exempt El 

Other Pressure psi Test Temp. o F 

Other: Snubber was visually inspected the next outage after replacement per W09509313.  

NOTE, Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in. x 11 in., (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-066 
9. Remarks 

n/a

Date

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp .,, 1---i a 

Certificate of Authorization No 4 xirto Dt 

Signed Z , ASME Program Engineer Date ____- __ , ________ 

Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by //36 Cr- of Hartford Conn have 
inspected the components described in this Owners Report during the period //7,A ? to 

____________,and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property damageo a lo of any kind arising from or connected with this inspection.  

Commissions A4./I /ý2 4,& t/ n tS ,•,• 5 &ao-60
Inspector's Signature National Board, Province and Endorsements

£ r f - •4



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-067

Nuclear Management Company, LLC

Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/24/2002 

Sheet 

9402207

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Name Type Code Symbol Stamp NIA 

Same Authorization N/A 

Address Expiration Date N/A 

4. Idenbfication'of System SN Code Class 2 

5. (a) Applicable Construction Code- B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section Xl Utilized for RepairlReplacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-245 1-RBDH-375 - 1969 Removed No 

Snubber Basic Engineers PI-206 1-RBDH-375 1969 Installed No

7. Description of Work Replaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: Hydrostatic 0 PneumaticE] Nominal Operating Pressure LI Exemptsl 

Other Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE. Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in. x 11 in., (2) 
information in items I through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERA TING PLANT I 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-067 
9. Remarks 

n/a

Date //7J03

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp A--",4 

Certificate of Authorization No 4'v Expiration Date _,'_,,,,_ _ 

Signed , ASME Program Engineer Date ,__ ---- __ , _____ 

Owner or Owner's D5signee , Title

CERTIFICATE OF INSERVICE INSPECTION

1, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by ,J/JS, 61 of Hartford Conn have 
inspected the components described in this Owner's Report during the period / /7/I'to 

,, , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property dam ra ny kind arising from or connected with this inspection.  

Commissions W',6 6l, 72 a,&Al.z . w-,, .4t j 5 " -e a
National Board, Province and Endorsements"- Inspector's Signature



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-068

Nuclear Management Company, LLC

Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/24/2002 

Sheet 1 of 2 

9402170

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner 

NameType Code Symbol Stamp N/A Name 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers P1-13 1-CCRH-70 1969 Removed No 

Snubber Basic Engineers PI-339 1-CCRH-70 1969 Installed No

7. Description of Work .. , , Replaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: Hydrostatic-- Pneumatic-- Nominal Operating Pressure El Exempt E 

Other Pressure psi Test Temp. ° F 

Other: Snubber was visually inspected the next outage after replacement per WO9509313.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in. x 11 in., (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-068 
9. Remarks 

nla

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by ,,L1Sd1 97- of Hartford Conn have 
inspected the components described in this Owner's Report during the period //7/43 to 

,/ , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
propertydam any kind arising from or connected with this inspection.  

Commissions I/tI //.P7.2 ,6,41Z", ,,2/.,35gO-e'
Inspector's Signature 

Date /,,/71d-?

National Board, Province and Endorsements

I

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp ," 

Certificate of Authorization No Expiration Date 

Signed ASME Program Engineer Date / 

Owner or Owner's Designee, Title



. PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-069 

1. Owner Nuclear Management Company, LIC Date 11/2412002 

S..Name 
2. Plant Praire Island Nuclear Generating Plant - Sheet 1 of 2 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089 9401163 

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

- - Name - " 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31 1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-555 1-MSH-62A 1969 Removed No 

Snubber Basic Engineers PI-549 1-MSH-62A 1969 Installed No 

7. Description of Work_ Replaced snubber with pre-tested spare of same model/manufacturer.  

8. Tests conducted: Hydrostatic El Pneumatic[:] Nominal Operating Pressure D Exempt F] 

Other Pressure psi Test Temp. OF 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE. Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1/2 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 
FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-069
9. Remarks

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section Xl.  

Type Code Symbol Stamp 

Certificate of Authorization No. Expiration Date _ _ _ _"_ 

Signed ASME Program Engineer Date ,_--__ , _--____, 

Owner or Owners Designee, Title

Date

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by ,,1,S6 __ _ of Hartford Conn have 
inspected the components described in this Owners Report during the period //7/d3 to 

- ,-and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owners Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report 
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
propey or a loss of any kind arising from or connected with this inspection.  

- ,Commissions AQM1q? 72 ,4A,.,. /,.0o3 54(ae-eo

ns3`tr' 
Sinaur

National Board, Province and Endorsements



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-070

Nuclear Management Company, LLC

Name 
. Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

Date 11/2412002 

Sheet 1 

9401168

of 2

Address Repair Organization P.O. No, Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 
Same Authorization N/A 

Address Expiration Date NIA 

4. Identification of System ' SN - Code Class 2 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-491 1-MSH-63 1969 Removed No 

Snubber Basic Engineers PI-541 1-MSH-63 1969 Installed No

7. Description of Work,. . Replaced snubber with pre-tested spare of same model/manufacturer

8. Tests conducted: Hydrostaticr- Pneumatic-] Nominal Operating Pressure ExemptE] 

Other nV Pressure psi Test Temp. * F 

Other: Snubber was visually inspected the next outage after replacement per WO9509313.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 12 in. x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-070 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp 

Certificate of Authorization No. A ' Expiration Date - , 

Signed 2. , ii ,6' , ASME Program Engineer Date -- 4 , _ _.__ 

Owner or Owner's Designee, Title

Date

I I

CERTIFICATE OF INSERVICE INSPECTION

1, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
"by - //- 6 &r- of Hartford Conn have 
inspected the components described in this Owners Report during the period / /7/d, to 

, b /.,3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section Xi.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report 
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property damge-e lo fany kind arising from or connected with this inspection.  

Commissions A1/ //1197.7 ,64l", 1,7,ad,3M.-de
Inspector's Signature National Board, Province and Endorsements



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-071

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant 

Name 

1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/24/2002 

Sheet 1 

9401169

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 

Same Authorization NIA 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section Xl Utilized for RepairlReplacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

-Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-556 1-MSH-69B 1969 Removed No 

Snubber Basic Engineers PI-551 1-MSH-69B 1969 Installed No

Description of Work- ' , -" Replaced snubber with pre-tested spare of same modellmanufacturer.

8. Tests conducted: Hydrostatic[E PneumaticD Nominal Operating Pressure E] Exempt 0 

Other 96 Pressure psi Test Temp. 0 F 

'Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

1.  

2.

Owner 

Plant

7.



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-071 
9. Remarks 

n/a

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by et' s- of Hartford Conn have 
inspected the components described in this Owner's Report during the period /,/M" to 

) I;, la. , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section Xl.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
proper oss of any kind arising from or connected with this inspection.  

Commissions A1,6 /1&,.z Iruld.3541aa-co
Inspector's Signature 

Date /;7/d3

National Board, Province and Endorsements

1

CERTIFICATE OF COMPLIANCE 

We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp 

Certificate of Authorization No. ,, 64' --- Expiration Date ,, _ __,_ _ _ _ 

Signed . , ASME Program Engineer Date /47' 0Z• .3 
Owner or Owners Designee, Title



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-072 

1. Owner Nuclear Management Company, LLC Date 11/24/2002 

Name 
2. Plant Praire Island Nuclear Generating Plant Sheet 1 of - 2 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089 9402203 

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Name Type Code Symbol Stamp NIA 

Same Authorization NIA 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31 1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-445 1-RBDH-388 1969 Removed No 

Snubber Basic Engineers P1-168 1-RBDH-388 1969 Installed No 

7. Description of Work - Replaced snubber with pre-tested spare of same modellmanufacturer.  

8. Tests conducted: HydrostaticE] PneumaticE] Nominal Operating Pressure El Exempt 0 

Other Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 
FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-072 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp __ _ __ _ __ 

Certificate of Authorization No Expiration Date __ 

Signed /-- 2 i,1 ,9 , ASME Program Engineer Date _-- ___ , _-______ 

Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by /,,5f 8eC" of Hartford Conn have 
inspected the components described in this Owner's Report during the period 1/4' to 
_/2/6_,_3_ , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property d.. e loss of any kind arising from or connected with this inspection.  

_____________ _ Commissions A1d8 //?72 4•,6,4- •, 'a•d-eo 

Inspector's Signature National Board, Province and Endorsements 

Date 11716
V



PRAIRIE ISLAND NUCLEAR GENERATING PLANT.  

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-073 

1. Owner Nuclear Management Company, LLC Date 11124/2002 

Name 
2. Plant Praire Island Nuclear Generating Plant Sheet 1 of 2 

- Name 
1717 Wakonade Dr. E, Welch Minnesota 55089 9402212 

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 

Same Authorization NIA 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for RepairlReplacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers P1-174 1-RBDH-600 1969 Removed No 

Snubber Basic Engineers P1-1 85 1-RBDH-600 1969 Installed No 

7. Description of Work . Replaced snubber with pre-tested spare of same model/manufacturer.  

8. Tests conducted: Hydrostatic ] PneumaticD] Nominal Operating Pressure Exempt D 

Other Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE. Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 112 in x 11 in., (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-073 
9. Remarks 

n/a

Date

I I

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp ,/ /t,/5 

Certificate of Authorization No 4'6,.-- Expiration Date 

Signed ASME Program Engineer Date /
Owner or Owner's Designee , Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by 1-1,S5 er of Hartford Conn. have 
inspected the components described in this Owner's Report during the period 1//21? to 

/ /7 A3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property dama o kind arising from or connected with this inspection.  

Commissions NA/ //1172 4dAf-,, ,AJ43 5ao-CO
Inspector's Signature National Board, Province and Endorsements



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-074 

1. Owner Nuclear Management Company, LIC Date 11/24/2002 

Name 
2. Plant Praire Island Nuclear Generating Plant Sheet - - -1 of - 2 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089 9402209 

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 
Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section Xl Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components

7. Description of Work- - Replaced snubber with pre-tested spare of same model/manufacturer.  

8. Tests conducted: Hydrostatic [] PneumaticE] Nominal Operating Pressure [ Exempt D 

Other [] Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per WO9509313.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1/2 in x 11 in, (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-370 1-RBDH-601 1969 Removed No 

Snubber Basic Engineers PI-324 1-RBDH-601 1969 Installed No



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-074 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section Xl 

Type Code Symbol Stamp 

Certificate of Authorization No. A Expiration Date _ , __,,_ 

Signed & we, ASME Program Engineer DateTitle 
Owner or Owners Designee , Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by Z/Sd C7- of Hartford Conn have 
inspected the components described in this Owner's Report during the period "/4-4,3 to 

) /8/,3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property damage or a loss any kind arising from or connected with this inspection.  

Commissions ,9//s'72 4s,-- . ),•Alwce-ca

Inspector's Signature 

Date / /A13

National Board, Province and Endorsements

I I



I PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-075

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/2412002 

Sheet 1 of 2 

9402215

Address Repair Organization P.O. No., Job No., etc 
3.-- Work Performed by Owner Type Code Symbol Stamp N/A 

Name 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 1 

5. (a) Applicable Construction Code B31.1 -1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-243 1-RCRH-34 1969 Removed No 

Snubber Basic Engineers PI-87 1-RCRH-34 1969 Installed No

7. Description of Work -, -, ý , Replaced snubber with pre-tested spare of same model/manufacturer

8. Tests conducted: Hydrostatic 0 PneumaticD] Nominal Operating Pressure El Exempt E] 

Other Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1(2 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 
FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-075 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp A 1 4¼/ 

Certificate of Authorization No - Z/-IX . Expiration Date _ _ ,_ _ _ 

Signed ASME Program Engineer Date Z0--03_____ , ___ 

Owner or Owners Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by &S6 67- of Hartford Conn. have 
inspected the components described in this Owner's Report during the period //&,A3 to 

1144,_,3 - -, and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section Xl.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owners Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property da e orass of any kind arising from or connected with this inspection.  

_ _ _ _ _ Commissions 3 .' ,'i zz,,y *eo 
Inspector's Signature National Board, Province and Endorsements 

Date ll:Pa3
I



I PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-076

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

Date 11/24/2002 

Sheet 1 

9402199

of 2

Address Repair Organization P.O. No., Job No., etc 

3. Work Performed by Owner Type Code Symbol Stamp N/A 
Name 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda nla Code Case n/a 

(b) Applicable Edition of Section XI Utilized for RepairlReplacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code-Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 

Name of -Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-307 1-RCVCH-1457 1969 Removed No 

Snubber Basic Engineers PI-251 1-RCVCH-1457 1969 Installed No

7. Description of Work ' -. -Replaced snubber with pre-tested spare of same modeVmanufacturer

8. Tests conducted: Hydrostatic El PneumaticD] Nominal Operating Pressure ED Exempt El 

Other Pressure psi Test Temp. o F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 12 in x 11 in., (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

1.  

2.

Owner 

Plant

M"



FR N 2 PRAIRIE ISLAND NUCLEAR GENERATING PLANT 
FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-076 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp ,,V,_/,,.o 

Certificate of Authorization No. A,/ Expiration Date _ _ _ __,"_ _ 

Signed . , ASME Program Engineer Date (/--1, __00..3 

Owner or Owners Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

1, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by /,,/6 eT" of Hartford Conn have 
inspected the components described in this Owner's Report during the period / ,p/aj to 

1163 - , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section Xl.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property dam of any kind arising from or connected with this inspection.  

Commissions /Ad 1/F72,4,,3AXZ m.A•d•yl0o-co 

Inspector's Signature National Board, Province and Endorsements 

Date / _/S__ _ _ _

I



I PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-077

Nuclear Management Company, LLC 

Name 

Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/24/2002 

Sheet 1 

9402196

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Name Type Code Symbol Stamp NIA 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31 1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-208 1-RCVCH-1484 1969 Removed No 

Snubber Basic Engineers PI-253 1-RCVCH-1484 1969 Installed No

Description of Work SReplaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: Hydrostatic [] PneumaticD] Nominal Operating Pressure E] Exempt LI 

Other [] Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1/2 in x 11 in., (2) 
information in items I through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant

7.



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-077 
9. Remarks 

n/a

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by &'5A e- 7- of Hartford Conn have 
inspected the components described in this Owner's Report during the period //t/a3 to 

/ A-//o3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property damage•s of any kind arising from or connected with this inspection.  

Commissions A/19 '1-z7 49AJx ., I,,l,3iTa-co

National Board, Province and Endorsements

I I

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp ,,4 / ', 

Certificate of Authorization No /,/.V- Expiration Date _ _ _-_ __"_ _ 

Sgned ,ASME Program Engineer Date _ -- ___ , _____.._ 

Owner or Owner's Designee, Title

Inspector's Signature 

Date /,'



I PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-078

Nuclear Management Company, LLC

Name 

Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/24/2002 

Sheet 1 

9402205

of 2

Address Repair Organization P.O. No., Job No., etc 

3. Work Performed by Owner Type Code Symbol Stamp N/A 
Name 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31 1 1967 Edition 

Addenda n/a Code Case nra 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-61 1-RBDH-389 1969 Removed No 

Snubber Basic Engineers PI-4 1-RBDH-389 1969 Installed No

7. Description of Work ' - . Replaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: Hydrostatlc - PneumaticD] Nominal Operating Pressure Exempt [ 

Other Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

1.  

2.

Owner 

Plant

MMMI



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 
FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-078 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section Xi.  

Type Code Symbol Stamp _ _ __ ___/_ 
__ 

Certificate of Authorization No. Expiration Date 4 , 

Signed ASMEProgram Engineer Date ,_--_ _ _ , ________ 

Owner or Owner's Designee , Title

Date

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by _ A5'16 er of Hartford Conn have 
inspected the components described in this Owner's Report during the period //,P/O,. to 

/,/P A,3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section Xl.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report 
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property dam s of any kind arising from or connected with this inspection.  

___ Commissions ,,3 a 4#d4..r, lfdJ7-o,
Inspector's Signature National Board, Province and Endorsements

I



PRAIRIE ISLAND NUCLEAR GENERA TING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-079

Nuclear Management Company, LIC

Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

Date 11/24/2002 

Sheet 

9402158

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner 

Type Code Symbol Stamp N/A Name 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section Xi Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-353 1-RCSH-83A 1969 Removed No 

Snubber Basic Engineers PI-46 1-RCSH-83A 1969 Installed No

7. Description of Work -, ,-Replaced snubber with pre-tested spare of same model/manufacturer

8. Tests conducted: Hydrostatic l Pneumatic[- Nominal Operating Pressure E] Exempt DI 

OtherR[] Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE. Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in. x 11 in, (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

1.  

2.

Owner 

Plant



IPRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-079 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp 

Certificate of Authorization No. . Expiration Date _ _ _ __/_,_ _ 

Signed , ASME Program Engineer Date / C, 2 06 

Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by //S6 (f7- of Hartford Conn have 
inspected the components described in this Owners Report during the period //,/A3 to 

) /,4.l3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owners Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property dam a of any kind arising from or connected with this inspection.  

Commissions ,,/1 147-2 4/dzt. ,, f oe- e,-
National Board, Province and Endorsements

I

Inspectors Signature 

Date //d,?/?-



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-080

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr E. Welch Minnesota 55089

Date 11/24/2002 

Sheet 1 

9402180

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name Tp oeSmo tm / 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5.- (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers P1-125 1-RHCH-14 1969 Removed No 

Snubber Basic Engineers PI-267 1-RHCH-14 1969 Installed No

7. Description of Work Replaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: Hydrostatic El PneumaticDi Nominal Operating Pressure n Exempt D 

Other Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313.  

NOTE Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in. x 11 in., (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 
FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-080 
9. Remarks 

nia

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp 

Certificate of Authorization No. Expiration Date ,,_ _ _ __,,_ 

Signed ,?.- , ASME Program Engineer Date _ -- __-_ , zo0 .  
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by ,/-t3 e,- of Hartford Conn have 
inspected the components described in this Owner's Report during the period / to 

/,,- Id 2 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property damgr any kind arising from or connected with this inspection.  

____,,,_______-_____ Commissions tA/S J/A 7• ,, ,V ,, 3 5; ed d o C6

Inspector's Signature National Board, Province and Endorsements 

Date i4/o•°3
r f I



I PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-081

Nuclear Management Company, LLC 

"Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

Date 11/2412002 

Sheet 

9402155

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name -

Same Authorization NIA 

Address Expiration Date N/A 

4. Idintification of System SN Code Class 1 

5. (a) Applicable Construction Code B31 1 -1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section Xl Utilized for Repair/Replacement Activity 1989 W"ith No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Nameof Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-73 1-RCRH-19 1969 Removed No 

Snubber Basic Engineers PI-533 1-RCRH-19 1969 Installed No

7. Description of Work, . Replaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: Hydrostatic[] Pneumatic[-] Nominal Operating Pressure E] ExemptE] 

Other Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in , (2) 
information in items I through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant

=



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-081 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp 

Certificate of Authorization No. Expiration Date _ ,, _ _ _ _ _ _ _ 

Signed %'•- &,2j -&. , ASME Program Engineer Date / , .______ 
Owner or Owner's Designee, Title

Date

I

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by A/Sd e7- of Hartford Conn have 
inspected the components described in this Owner's Report during the period 1,1'?10 to 

._/PA2____, and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI 

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report 
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property da e or a loss of any kind arising from or connected with this inspection.  

Commissions ,4/3/f72 ',S., , . ca

E

Inspector's Signature National Board, Province and Endorsements

I



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-082 

1. Owner Nuclear Management Company, LLC Date 11/2412002 
Name 

2. Plant Praire Island Nuclear Generating Plant Sheet 1 - of 2 

Name 
1717 Wakonade Dr E, Welch Minnesota 55089 9402153 

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 
Same Authorization N/A 

Address Expiration Date N/A 

4.' Identiification of System SN Code Class 1 

5. (a) Applicable Construction Code B31 1 1967 Edition 

Addenda n/a Code Case nra 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-380 1-RCRH-27A 1969, Removed No 

Snubber Basic Engineers PI-536 1-RCRH-27A 1969 Installed No 

7. Description of Work '.',Replaced snubber with pre-tested spare of same model/manufacturer.  

8. Tests conducted: Hydrostatic-- Pneumatic[] Nominal Operating Pressure ExemptD 

Other Pressure psi Test Temp. O F 

Other: Snubber was visually inspected the next outage after replacement per W09509313.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 12 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

I



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-082 
9. Remarks 

n/a

Date

I I

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp e4ý11 

Certificate of Authorization No. A4'. Expiration Date _ 111,4,_ 

Signed ,ASME Program Engineer Date / 

Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by _ _ _ _ _ _ _ _ of Hartford Conn have 
inspected the components described in this Owners Report during the period 3/I/da to 

z_//_3_;/,C _ , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
propery ss of any kind arising from or connected with this inspection 

Commissions A/'A /1,72 -4 4/r. ,A,1,d3 51o, -C
Inspector's Signature National Board, Province and Endorsements



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-083

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/24/2002 

Sheet 

9402145

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 

Same Authorization NIA 

Address Expiration Date N/A 

4. Identification of System SN Code Class 1 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-466 1 -RCRH-51 1969 Removed No 

Snubber Basic Engineers P1-1 77 1-RCRH-51 1969 Installed No

7. Description of Work , Replaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: Hydrostatic 0j Pneumatic[:] Nominal Operating Pressure Exempt E] 

Other Pressure psi Test Temp. = F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE* Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant

Replaced snubber with pre-tested spare of same model/manufacturer.



" PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-083 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp '4'1 

Certificate of Authorization oLg xplration Date , 

Signed IF . ASME Program Engineer Date -3___, _____ 

Owner or Owners Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by /-i-/ e-7' of Hartford Conn have 
inspected the components described in this Owner's Report during the period / /// 3 to 

S//r.3,4.3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property of any kind arising from or connected with this inspection 

Commissions A/A /,1?72 .4M,%.X , t",e)k3 Fad-CO
Inspector's Signature 

Date 11131161?

National Board, Province and Endorsements



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-084 

1. Owner Nuclear Management Company, LLC Date 11124/2002 

Name 
2. Plant Praire Island Nuclear Generating Plant Sheet 1 of 2

Name 
1717 Wakonade Dr E, Welch Minnesota 55089 9402146

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner 

Name Type Code Symbol Stamp N/A 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 1 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers P1-149 1-RCRH-52 '1969 Removed No 

Snubber Basic Engineers PI-5 1-RCRH-52 1969 Installed No 

7. Description of Work Replaced snubber with pre-tested spare of same model/manufacturer.  

8. Tests conducted: Hydrostatic E PneumaticW] Nominal Operating Pressure D Exempt ] 

Other 9d Pressure psi Test Temp. O F 

Other: Snubber was visually inspected the next outage after replacement per W09509313.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 12 in. x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-084 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp A,'14 
Certificate of Authorization No. ,Expiraton Date . X,4_ _ ,,,_ _

Signed /. . cD• 4' ASME Program Engineer Date _ ----- __, ___._ 

Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by AJ. A e-7- of Hartford Conn have 
inspected the components described in this Owner's Report during the period 79 •I'ý,/&? to 

/ ,113 A2 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property f any kind arising from or connected with this inspection.  

Commissions IVA //p7 ,7, 441.ir. ,,s,,&i 4o-ea
Inspector's Signature 

Date /,///,,3

National Board, Province and Endorsements

I



I . RPRAIRIE ISLAND NUCLEAR GENERATING PLANT FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-085

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/24/2002 

Sheet 

9402149

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Name Type Code Symbol Stamp N/A 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 1 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for RepairlReplacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers P1-169 1-RPCH-159 1969 Removed No 

Snubber Basic Engineers PI-604 1-RPCH-159 1969 Installed No

7. Description of Work '" . Replaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: Hydrostatic Pneumatic[:] Nominal Operating Pressure 1: . Exempt E) 

Other mv Pressure psi Test Temp. F F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE. Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 12 in x 1I in., (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT I 
FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-085 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section Xl 

Type Code Symbol Stamp 'IV /,1 

Certificate of Authorization No ., Expiration Date _ _ _ _ _ __'

Signed zy •-Q t .9 , ASME Program Engineer Date Z-- , 0_ 03 
Owner or Owners Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

1, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by -'s e- r7 of Hartford Conn have 
inspected the components described in this Owner's Report during the period / //3j /, to 

, /,12'A3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
properf any kind arising from or connected with this inspection.  

ft'7 74 Commissions A,, /1P-72 .AAXi ,

Inspector's Signature 

Date / l,.•/e,3

National Board, Province and Endorsements

L

I1



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-086 

1. Owner Nuclear Management Company, LLC Date 11124/2002 

Name 
2. Plant Praire Island Nuclear Generating Plant Sheet 1 of 2 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089 -94O-- ';-? ,f9 0 ZZ I 

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

-Name 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31 1 1967 - Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-201 1-CCH-377 1969 Removed No 

Snubber Basic Engineers PI-439 1-CCH-377 1969 Installed No 

7. Description of Work -Replaced snubber with pre-tested spare of same model/manufacturer.  

8. Tests conducted: HydrostaticE] Pneumatic-] Nominal Operating Pressure 1:1 Exempt L 

Other SZ Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in, (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form



PRAIRIE ISLAND NUCLEAR GENERA TING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-086 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section Xl.  

Type Code Symbol Stamp __ _ ___,, 

Certificate of Authorization No. ,Expiration Date ,,"_ __,_ 

Signed ASME Program Engineer Date ,_ _ __- __ , ____, ___ 

Owner or Owners Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by 1/-1S, 67- of Hartford Conn have 
inspected the components described in this Owner's Report during the period / 1/1,s/ to 

3 /J,3 - , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property of any kind arising from or connected with this inspection.  

Commissions ,t/A //g72 1,94Z , A*-J ,3gi6o-Co 

Inspector's Signature National Board, Province and Endorsements 

Date /,//31'/e3
I



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-087

Nuclear Management Company, LLC 

Name* 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/24/2002 

Sheet 1 

9402165

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner 

NameType Code Symbol Stamp N/A 
Name 

Same Authorization NIA 

Address Expiration Date N/A 

4. Ilentification of System SN -Code Class 1 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for RepairlReplacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other -Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-207 1-RPCH-140 1969 Removed No 

Snubber Basic Engineers PI-417 1-RPCH-140 1969 Installed No

7. Description of Work...% Replaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: HydrostaticE] PneumaticD- Nominal Operating Pressure [] Exempt E] 

Other [] Pressure psi Test Temp. o F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in. x 11 in , (2) 
information in items I through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR] REPLACEMENT ACTIVITY

ITEM 1-16-087 
9. Remarks 

n/a

CERTIFICATE OF INSERVICE INSPECTION 

I1, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by 4i/SA e 7- of Hartford Conn have 
inspected the components described in this Owner's Report during the period /3/,4,?/ to 

11,3 1a3 _, and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
propertydss of any kind arising from or connected with this inspection.  

Commissions .4/6 1/,72 93,,.r, (f•lV,3fad-Co

Date

Inspector's Signature 

///3 /t2
National Board, Province and Endorsements

I I

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp ,, , 

Certificate of Authonzation No. ,"/ Expiration Date ,,_,___r___ __ 

Signed P f,:!,k ASME Program Engineer Date ____--- ___ , _-_____._ 

Owner or Owners Designee, Title



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-088 

1. Owner Nuclear Management Company, LLC Date 11124/2002 

Name 
2. Plant Praire Island Nuclear Generating Plant Sheet 1 of 2 

Name 
1717 Wakonade Dr E, Welch Minnesota 55089 9402166 

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 

Same Authorization N/A 

Address Expiration Date NIA 

4. Identification of System SN Code Class -2 / A70-,A-3 

5. (a) Applicable Construction Code B31 1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-68 1-RPCH-22 1969 Removed No 

Snubber Basic Engineers PI-219 1-RPCH-22 1969 Installed No 

7. Description of Work . Replaced snubber with pre-tested spare of same modeVmanufacturer.  

8. Tests conducted: Hydrostatic" PneumaticD Nominal Operating Pressure 11 ExemptEl

Othern./ Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 112 in x 11 in., (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-088 
9. Remarks 

n/a

Date

I I

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp ,411,4 

Certificate of Authorization No. ,-------xpiration Date __ _ _ _ 

Signed ,'•. '. 6 i'D ASME Program Engineer Date _______ , _______ 

Owner or Owners Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

1, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by ,11 C• - of Hartford Conn. have 
inspected the components described in this Owner's Report during the period //11,h, to 

/J,/3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property damls any kind arising from or connected with this inspection.  

_ _ý2_ Commissions m iL1 ///? 72 /V, Ped Y d-
vInspector's Signature National Board, Province and Endorsements



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-089

1. Owner Nuclear Management Company, LLC 

Name 
2. Plant Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

3. Work Performed by Owner 

Same

Address

Name

Address 
4. Identification of System SN

Date 11/24/2002

Sheet of 2

9402164 

Repair Organization P.O. No., Job No., etc 

Type Code Symbol Stamp N/A 

Authorization N/A 

Expiration Date N/A 

Code Class 1

5. (a) Applicable Construction Code B31 1 1967 

Addenda n/a Code C; 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 

(c) Applicable Section XI Code Cases None 

6. Identification of Components

Editi 

ase n/a 

1989 With No Addenda

7. Description of Work 

8. Tests conducted:

Replaced snubber with pre-tested spare of same model/manufacturer

Hydrostatic 11 PneumaticEl Nominal Operating Pressure []

Other W Pressure psi Test Temp.

Other: Snubber was visually inspected the next outage after replacement per W09509313.  

NOTE. Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in., (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

on

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-442 -1-RPCH-121 1969 Removed No 

Snubber Basic Engineers PI-375 1-RPCH-121 1969 Installed No

Exempt El

1



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-089 
9. Remarks 

n/a

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp ,,l 1,4 

Certificate of Authorization No Expiration Date ,4/ 

Signed , ASME Program Engineer Date __-'-_, , 2e ,.
Owner or Owner's Designee, Title 

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by ,"/S 67 - of Hartford Conn have 
inspected the components described in this Owner's Report during the period / //,.ý?, to 

" /,A" /ý3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
prope of any kind arising from or connected with this inspection.  

Commissions ,/,S 1h9'72 46&41 X , 1 o-,• 

Inspector's Signature National Board, Province and Endorsements 

Date ///,•,3 ,d_;

I I



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-090

Nuclear Management Company, LLC 

Name 

Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

Date 11/24/2002 

Sheet 1 

9402162

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp NIA 

Name 

Same Authorization NIA 

Address Expiration Date N/A 

4. Identification of System SN Code Class -2- 1 
itc- dlda'a 

5. (a) Applicable Construction Code B31 1 1967 -Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for RepairlReplacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-315 1-RPCH-139 1969 Removed No 

Snubber Basic Engineers P1-108 1-RPCH-139 1969 Installed No

7. Description of Work - - - , Replaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: Hydrostatic 0 PneumaticD Nominal Operating Pressure I Exempts 

Other [] Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in. x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-090 
9. Remarks 

n/a

Date

I I

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp 1 1, 
Certificate of Authorization No. iA ,,4--- Expiration Date 

Signed , , ASME Program Engineer Date I- , ______-_ 

Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by 9,S8e • 7 of Hartford Conn. have 
inspected the components described in this Owner's Report during the period //,-/a, to 

/ //X3/s. , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property dam f any kind arising from or connected with this inspection.  

Commissions A1,9 /IY72 VdUt/ Z. 1,fl-V, dd-Co
Inspector's Signature National Board, Province and Endorsements



I PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-091

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/2412002 

Sheet 

9402194

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp N/A 

Name 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2- 1 
g. //0i3143 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section Xl Utilized for RepairlReplacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components

7. Description of Work - Replaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: Hydrostatics Pneumatic-- Nominal Operating Pressure El Exempt E] 

Other RV Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per WO9509313.  

NOTE Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant

ASME 

National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-248 1-RCVCH-907A 1969 Removed No 

Snubber Basic Engineers PI-296 1-RCVCH-907A 1969 Installed No

4 4 + t

________ _________ .1 _________ - ______ - _________ - ____ _________

I I v I I I I



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-091 
9. Remarks 

nla 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp 4', 
Certificate of Authorization No. ,__,________Expiration Date "'6S 

Signed Fe - . :L"g , ASME Program Engineer Date 4__ ___ _ , ZO03 

I 

Owner or Owners Designee , Title

/1//2/110 ___

I

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by 67S -cT of Hartford Conn have 
inspected the components described in this Owners Report during the period ///3 1d3 to 

,,'.•' A/,3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owners Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owners Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property d I ss of any kind arising from or connected with this inspection.  

Commissions A/A hJ'2r72•,•A.,r. ,, .d

Date

Inspector's Signature National Board, Province and Endorsements



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-092

Nuclear Management Company, LLC

Name 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/24/2002 

Sheet 1 

9402174

of 2

Address Repair Organization P.O. No., Job No., etc 

3. Work Performed by Owner Type Code Symbol Stamp N/A 
Name 

Same Authorization NIA 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31 1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-310 1-WDRH-29B 1969 Removed No 

Snubber Basic Engineers PI-532 1-WDRH-29B 1969 Installed No

7. Description of Work; Replaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: Hydrostatic[] Pneumatic-- Nominal Operating Pressure [ Exempt I] 

Other Mv Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in, (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant

-MMI



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-092 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section Xl 

Type Code Symbol Stamp /,,P 

Certificate of Authorization No. AMExpiration Date - -, 

Signed OASME Program Engineer Date 
Owner or Owners Designee, Title

Date

I

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by e/t --- of Hartford Conn have 
inspected the components described in this Owner's Report during the period 1/,1/3d3 to 

11,_3 A3 _, and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property da of any kind arising from or connected with this inspection.  

Commissions ,AI hI.72 .46,,J--. WAJ,39,<dd-(?
SInspector's Signature National Board, Province and Endorsements

11121d,3

!



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-093

Nuclear Management Company, LLC

Name 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11126/2002 

Sheet 

9402187

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner 

- NmeType Code Symbol Stamp N/A - Name 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31 1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers P1-175 1-RCCH-375 1969 Removed No 

Snubber Basic Engineers PI-447 1-RCCH-375 1969 Installed No

7. Description of Work • -, Replaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: Hydrostatic[] Pneumatic[:] Nominal Operating Pressure [] Exempt 

Other Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per WO9509313.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1/2 in x 11 in., (2) 
information in items I through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERATING PLANT I 
FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-093 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp V,, 4 
Certificate of Authorization No __Expiration Date "V 

Signed /'•, 6D 6• •2. , ASME Program Engineer Date /- , , ____ 

Owner or Owner's Designee, Title 

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by ,,Si.• e of Hartford Conn have 
inspected the components described in this Owner's Report during the period /,,/,,,3 to 

J ",43 -, and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owners Report in accordance with the 
requirements of the ASME Code, Section X1.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property da •ass of any kind arising from or connected with this inspection.  

(i e27 -Commissions 'JA 11,//&'72 48-_, AJ,,'/d3edd,.e 
Inspector's Signature National Board, Province and Endorsements 

Date A?/A/d3 ,__3

L



I PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-094

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/26/2002 

Sheet 1 

9402202

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Type Code Symbol Stamp NIA 

Name 

Same Authorization NIA 

Address Expiration Date N/A 

4. Identification of System SN Code Class -3- .  

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for RepairlReplacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-38 1-RBDH-374 1969 Removed No 

Snubber Basic Engineers PI-408 1-RBDH-374 1969 Installed No

7. Description of Work'-, 1,Replaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: Hydrostatic El PneumaticW Nominal Operating Pressure [] Exempt El 

Other Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per WO9509313.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.

1.  

2.

Owner 

Plant

,, Replaced snubber w=th pre-tested spare of same model/manufacturer.



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 
FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-094 
9. Remarks 

n/a

Date

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section Xl 

Type Code Symbol Stamp 

Certificate of Authorization No. .447 Expiration Date ____ 

Signed .,yE , ASME Program Engineer Date _ -- _ , Z003 
Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by ,)-'SI e- of Hartford Conn have 
inspected the components described in this Owner's Report during the period /,1,9,1 to 

I h 9 163 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer rrmakes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property d• a••any kind arising from or connected with this inspection.  

Commissions AIA //,Z, 46V,"J: , 1f4,)39JN-(d 
Inspector's Signature National Board, Province and Endorsements



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-095 

1. Owner Nuclear Management Company, LLC Date 11/26/2002 

Name 
2. Plant Praire Island Nuclear Generating Plant Sheet 1 of 2 

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089 9402188 

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Name Type Code Symbol Stamp N/A 

Same Authorization NIA 

Address Expiration Date NIA 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31 1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for RepairlReplacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers P1-17 1-CCRH-61 1969 Removed No 

Snubber Basic Engineers P1-172 1-CCRH-61 1969 Installed No 

7. Description of Work Replaced snubber with pre-tested spare of same model/manufacturer.  

8. Tests conducted: Hydrostatic [ Pneumatic[] Nominal Operating Pressure 11 Exempt 0I 

Other /] Pressure psi Test Temp. o F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE. Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 112 in x 11 in., (2) 
information in items I through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form.



IPRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-095
9. Remarks 

n/a

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by //5 e 7-7 of Hartford Conn have 
inspected the components described in this Owners Report during the period / /I/,a /d,? to 

///,24/1 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property•as of any kind arising from or connected with this inspection.  

Commissions * /d F72 ,,6 4/, ,,,tt •3 oc.Cc
Inspector's Signature 

Date ///,3A3

National Board, Province and Endorsements

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI 

Type Code Symbol Stamp ,.4E/4n 

Certificate of Authorization No. ,,4- - Expiration Date ____ 

Signed ASME Program Engineer Date / , 

Owner or Owner's Designee, Title



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-096

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

Date 11/26/2002 

Sheet 1 

9402186

of 2

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Name Type Code Symbol Stamp N/A 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class -2-I 
,Re #/113163 

5 (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-389 1-RCVCH-907B 1969 Removed No 

Snubber Basic Engineers P1-131 1-RCVCH-907B 1969 Installed No

7. Description of Work I Replaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: Hydrostatic[ Pneumatic[] Nominal Operating Pressure 0 ExemptD[ 

Other [] Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 /2 in. x 11 in., (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant

Replaced snubber w=th pre-tested spare of same model/manufacturer.



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-096 
9. Remarks 

nla 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp 

Certificate of AuthorizationNo.. Expiration Date 

Signed , Z- ASME Program Engineer Date _ -- _----__ ___._ 

"Owner or Owners Designee, Title

Date

I

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by ,5,6 e-?'- of Hartford Conn. have 
inspected the components described in this Owner's Report during the period b/i,3 to 

//1/3 ,3 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property daao of any kind arising from or connected with this inspection.  

Commissions A/ ij i z A&,t/, m~Wl3id'C,
Inspector's Signature National Board, Province and Endorsements

,///3 /0

I

0



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-097

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11126/2002 

Sheet 1 of 2 

9402183

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner Name Type Code Symbol Stamp N/A 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 1 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components

7. Description of Work Replaced snubber with pre-tested spare of same model/manufacturer.

8. Tests conducted: Hydrostatic Li Pneumatic'- Nominal Operating Pressure Exempt LI 

Other Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per WO9509313.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 1 12 in x 11 in., (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-304 1-WDRH-24 1969 Removed No 

Snubber Basic Engineers P1 7' 1 -WDRH-24 1969 Installed No 137-"

____ I ____ .1 ____ I ___ .1 ____ 1 __ 1 _____ 1 ____

+ 4 4 4 + 4 1



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-097 
9. Remarks 

n/a

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section Xl.  

Type Code Symbol Stamp ,111 

Certificate of Authorization No Expiration Date v7 
Signed Fy ' , ASME Program Engineer Date ,Z 0 3 

Owner or Owner's Designee, Title 

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by y6 67• " of Hartford Conn have 
inspectd the components described in this Owner's Report durng the period _•_ A I/o to 

____/3_/a 3 _ , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section Xl.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
properss of any kind arising from or connected with this inspection.  

7 6W Commissions 6' //Al2 6 1' F- 3 U/• dd.C 

Inspector's Signature National Board, Province and Endorsements 

Date / 1)/316

I I



* PRAIRIE ISLAND NUCLEAR GENERATING PLANT FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-098

Nuclear Management Company, LLC 

Name 
Praire Island Nuclear Generating Plant

Name 
1717 Wakonade Dr E, Welch Minnesota 55089

Date 11/26/2002 

Sheet 1 

9402157

of 2

Address Repair Organization P.O. No, Job No., etc 
3. Work Performed by Owner Name Type Code Symbol Stamp N/A 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 1 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section Xl Utilized for RepairlReplacement Activity 1989 With No Addenda 

(c) Applicable Section X1 Code Cases None 

6. Idenbfication of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-312 1-RCRH-23A 1969 Removed No 

Snubber Basic Engineers PI-30 1-RCRH-23A 1969 Installed No

7. Description of Work ' -Replaced snubber with pre-tested spare of same model/manufacturer

8. Tests conducted: Hydrostatic ] PneumaticD] Nominal Operating Pressure [] Exempt El 

Other Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313.  

NOTE: Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 112 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant



PRAIRIE ISLAND NUCLEAR GENERA TING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-098 
9. Remarks 

n/a

Date

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section Xl 

Type Code Symbol Stamp '14 1 

Certificate of Authorization No • Expiration Date • /54 

Signed 2• 6DL- 6.L•4,ASME Program Engineer Date ___-" __- __ , ____._ 

Owner or Owners Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by 6C.5 -(7- of Hartford Conn have 
inspected the components described in this Owners Report during the period ///,3/, 3 to 

. A3 A33 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property d r of any kind arising from or connected with this inspection.  

_ _ _ _ _ _ Commissions ,/I/72 ,&,/.z' ,nIe).• •ddOCo
National Board, Province and EndorsementsInspector's Signature



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY 

ITEM 1-16-099 

1. Owner Nuclear Management Company. LLC Date 11126/2002 

Name 
2. Plant Praire Island Nuclear Generating Plant Sheet 1 of 2 

Name 2;2/f 
1717 Wakonade Dr E, Welch Minnesota 55089 9402--5,t 

Address Repair Organization P.O. No., Job No., etc 
3. Work Performed by Owner 

Name Type Code Symbol Stamp NIA 

Same Authorization NIA 

Address Expiration Date N/A 

4. Identification of System SN Code Class 2 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda n/a Code Case n/a 

(b) Applicable Edition of Section Xl Utilized for RepairlReplacement Activity 19 89 With No Addenda 

(c) Applicable Section Xl Code Cases None 

6. Identification of Components 

ASME 
National Corrected, Code 

Name of Name of Manufacturer Board Other Year Removed, or Stamped 
Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-5r ,..s o• 1-RCSH-83B 1969 Removed No 

Snubber Basic Engineers PI-22 1-RCSH-83B 1969 Installed No 

7. Description of Work Replaced snubber with pre-tested spare of same model/manufacturer.  

8. Tests conducted: Hydrostatic [] Pneumatic[j Nominal Operating Pressure Exempt El 

Other Pressure psi Test Temp. 8 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 112 in x 11 in , (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 
FORM NIS-2 OWNER'S REPORT FOR REPAIR] REPLACEMENT ACTIVITY 

ITEM 1-16-099 
9. Remarks 

n/a

Date

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section Xl 

Type Code Symbol Stamp ,/V114 

Certificate of Authonzation No. /.".---. . Expiration Date 

Signed ,ASME Program Engineer Date 

Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION 

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by _ //,s 6 d- - of Hartford Conn have 
inspected the components described in this Owner's Report during the period ?.,)3 to 

,//•13163 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section XI.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property ag of any kind arising from or connected with this inspection.  

Commissions /A16/ ,07 3,2'X ,3 5; ýi•,d- dd 
Inspector's Signature National Board, Province and Endorsements



PRAIRIE ISLAND NUCLEAR GENERATING PLANT 

FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-100

Nuclear Management Company, LLC 

Name 

Praire Island Nuclear Generating Plant 

Name 

1717 Wakonade Dr. E, Welch Minnesota 55089

Date 11/26/2002 

Sheet - 1 of 2 

9402151

Address Repair Organization P.O. No., Job No., etc 

3. Work Performed by Owner Type Code Symbol Stamp N/A 
Name 

Same Authorization N/A 

Address Expiration Date N/A 

4. Identification of System SN Code Class 1 

5. (a) Applicable Construction Code B31.1 1967 Edition 

Addenda nla Code Case n/a 

(b) Applicable Edition of Section XI Utilized for Repair/Replacement Activity 1989 With No Addenda 

(c) Applicable Section XI Code Cases None 

6. Identification of Components 

ASME 

National Corrected, Code 
Name of Name of Manufacturer Board Other Year Removed, or Stamped 

Component Manufacturer Serial No. No. Identification Built Installed (Yes or No) 

Snubber Basic Engineers PI-478 1-RCRH-16A 1969 Removed No 

Snubber Basic Engineers PI-394 1-RCRH-16A 1969 Installed No

7. Description of Work - . Replaced snubber with pretested spare of same model/manufacturer.

8. Tests conducted: Hydrostatic-- Pneumatic-- Nominal Operating Pressure El Exempt[] 

Other Pressure psi Test Temp. 0 F 

Other: Snubber was visually inspected the next outage after replacement per W09509313 

NOTE- Supplemental sheets in form of lists, sketches, or drawings may be used, provided (1) size is 8 112 in x 11 in, (2) 
information in items 1 through 6 on this report is included on each sheet, and (3) each sheet is numbered and number of sheets 
is recorded at the top of this form

1.  

2.

Owner 

Plant

ITEM 

1-16-100



I PRAIRIE ISLAND NUCLEAR GENERATING PLANT 
FORM NIS-2 OWNER'S REPORT FOR REPAIR/ REPLACEMENT ACTIVITY

ITEM 1-16-100 
9. Remarks 

n/a 

CERTIFICATE OF COMPLIANCE 
We certify that the statements made in the report are correct and this conforms to the requirements of the ASME Code, Section XI.  

Type Code Symbol Stamp ,V,, 4 ,, 

Certificate of Authorization No. ,41eo-- Expiration Date ., 

SOwner oSME Program EnDigeer Date 
Owner or Owner's De;signee , Title

Date /.,,,3 103

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel 
Inspectors and the State or Province of Minnesota and employed 
by 11,5/6 67- of Hartford Conn. have 
inspected the components described in this Owner's Report during the period //1133 to 

S/ "1163 , and state that to the best of my knowledge and belief, the Owner has performed 
examinations and taken corrective measures described in this Owner's Report in accordance with the 
requirements of the ASME Code, Section Xl.  

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or 
implied, concerning the examinations and corrective measure described in the Owner's Report.  
Furthermore, neither the Inspector nor his employer shall be liable in any manner for any personal injury of 
property damag or a I f any kind arising from or connected with this inspection.  

Commissions A463 1//72 AA4•.-. ,,AMedS5d-Co

I

Inspector's Signature National Board, Province and Endorsements


