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""' POINT BEACH NUCLEAR PLANT PC 43 PART 2 

PERIODIC CHECKS SAFETY RELATED 
Revision 33 

SWITCH AND BREAKER ALIGNMENT CHECKS June 20, 2002 

1.0 PURPOSE 

To check the electrical lineup on the operating unit(s).  

2.0 PREREQUISITES 

None 

3.0 PRECAUTIONS AND LIMITATIONS 

3.1 Care should be taken while opening and closing breaker or panel doors which allow 

access to 480 V bus DC Control Power fuses or 4160 V breakers. These enclosures may 

have protective relay devices mounted inside which function to deenergize the entire bus.  

DO NOT SLAM THE DOORS.  

3.2 Shift Management concurrence is required to reposition any control switches, breakers, 
or fused disconnect switches.  

3.3 Certain DC Distribution Panels contain fused disconnect switches instead of circuit 

breakers. These fused disconnect switches do NOT have a trip-free, (neutral), position.  

They are either ON or OFF.  

3.4 This procedure is to be performed for the operating unit(s). When performing the 

procedure for a single unit, only the "Common" and that "Units" breakers must be 

checked.  

3.5 When checking breakers: 

3.5.1 Indicating lights on the breaker panel doors should be checked, if possible.  

3.5.2 When checking 4160 V breakers (except G-03/G-04 output breakers), the 

breaker and fuses should be checked in the desired position.  

3.5.3 For 480 V switchgear, the breaker and fuses should be checked in the desired 

position.  

3.5.4 On motor control center breakers, the handle should be checked in the desired 
position.  

3.5.5 On all 120 VAC and 125 VDC distribution systems, the breaker/disconnect 

switch should be checked in the desired position.  

4.0 INITIAL CONDITIONS

None
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*1" POINT BEACH NUCLEAR PLANT PC 43 PART 2 

PERIODIC CHECKS SAFETY RELATED 
Revision 33 

SWITCH AND BREAKER ALIGNMENT CHECKS June 20, 2002 
INITIALS 

5.0 PROCEDURE 

5.1 Obtain permission from Shift Management to do this periodic check.  

5.2 Conduct briefing to include the following: 

5.2.1 Performance of this Periodic Check does NOT authorize 
repositioning of any equipment.  

5.2.2 Repositioning of equipment must be evaluated AND 
authorized by Shift Management.  

5.3 Notify Shift Management to determine AND then indicate the applicable 
Unit(s) below: 

Applicable Unit Unit 1 / Unit 2 
Circle applicable unit(s) 

NOTE: DSS annotation is required for the local EDG breaker control 
switches and their keyswitches, (on pages 27 through 32). The 

breaker control switches should be either Neutral / Green Flag, 

OR PULLOUT, and the keyswitches should be either key installed 

OR key removed.  

5.4 Notify Shift Management to annotated any required fields on 
Attachment A.  

NOTE: The "Common" equipment (Unit 0), should always be checked, 
(regardless of the Unit(s) selected in Step 5.3).  

NOTE: The equipment in Attachment A may be checked in any order or 
concurrently.  

5.5 Complete Attachment A for the applicable unit(s), AND record any 

discrepancies in the REMARKS page.  

6.0 REFERENCES 

None 

7.0 BASES 

None
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Remarks
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POINT BEACH NUCLEAR PLANT 
PERIODIC CHECKS 

SWITCH AND BREAKER ALIGNMENT CHECKS

PC 43 PART 2 
SAFETY RELATED 
Revision 33 
June 20, 2002

ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS

Component 

PP-4-17 

1B52-314F 

1B52-315B 

1B52-316B 

1B52-319H 

2B52-31 1K 

2B52-319F

Initials 

Position U~nit 0 U~nit 1 Unit 2 

ON 

ON

CONTINUOUS USE

Description 

CZ Maintenance Shop (26'IPAB) 

P-84 Control Room Heating 

IB31 (46/PAB) 

Power to P-1I IA CSR Chilled Water Recirc Pump 

Power to P-1 12A CR Chilled Water Recirc Pump 

Power to W-13A2 CSR Recirc Fan 

Power to 2P-4A Boric Acid Transfer Pump 

2B31 (46'/PAB) 

Power to P-1 12B CR Chilled Water Retire Pump 

Power to P-111 IB CS R Chilled Water Recirc Pump 

1B42 (26'/PAB) 
Power Supply To I SI-850B Cont Sump B Outlet Hyd 
Isol 

Power Supply To I SI-852B Low Head SI Core 

Deluge Isol Vlv 

Power Supply To 1SI-866B Core Deluge Line 
Isolation Viv 

Power Supply To ISI-860B IP-14A Containment 
Spray Pump Discharge Isolation 
Power Supply To 1ISI-896B IP-15B SI Pump Suction 
Valve 

Power Supply To ISI-878C Core Deluge Injection To 
Low Head Safety Injection Line 

Power Supply To I1SI-878B Cold Leg Injection To 
IT-34B Accum Outlet Isol Valve 

Power Supply To I SI-860D IP-14B Containment 
Spray Pump Discharge Isolation Valve 

Power Supply To ISI-851B P-1013 RHR Pump 
Suction From Containment Sump B 

Power Supply To ISI-856B RWST Outlet To P-10B 
RHR Pump Suction Header 

Power Supply To I1SI-870B I P-1413 Cont Spray Pump 
Suet Vlv 

Power Supply To ISI-871B IP-14B Cont Spray Pump 
RHR Suet

1B52-421B 

1B52-421F 

1B52-421J 

1B52-421M 

1B52-422C 

IB52-422F 

I B52-422J 

1B52-422M 

I B52-423C 

IB52-423F 

I B52-423J 

IB52-423M

ON 

ON 

ON 

ON 

ON , 

ON 

ON 

ON 

ON

Page 7 of 39



POINT BEACH NUCLEAR PLANT 
PERIODIC CHECKS 

SWITCH AND BREAKER ALIGNMENT CHECKS

PC 43 PART 2 
SAFETY RELATED 
Revision 33 
June 20, 2002

ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS

Initials 

Component Description Position Unit 0 1 Unit I 1 Unit 2 

11DA') ['19C0DAn f- I•f'

1B52-424C
Power Supply To 1SI-825B RWST Outlet To 
P-15A/B SI Pump

Power Supply to 1SI-841B, IT-34B SI Accum Outlet Red Loc 
Valve OFF 

1B52-424J Power Supply To 1CC-738B 1HX-11B Rhr Cool Wtr ON 
Inlet Valve 

IB52-424M Power Supply to IRH-701 1P-10A/B RHR Pump Suct Red Loý 
Header OFF

IB52-425C
Power Supply to SW-4479, PAB/SSB Coolers Service 
Water Supply

1B52-425F Power Supply To I SI-826A IP-15A & B SI Pumps ON 
Suct From CVCS 

IB52-425J Power To ISI-857B lHX-1IB RHR Hx Outlet to ON 
1P-15B SI Pump Suction 

1B52-425M Power Supply To ICV-350 1P-4 A & B BA Transfer ON 
Pumps Discharge Valve 

1B52-426C Power Supply To 1CC-719 Containment CC Supply ON 
Valve 

IB52-426F Power Supply To ICV-1298 IHX-2 Regen Hx Outlet ON 
To RC Loop A Cold Leg 

1B52-428C Power Supply To AF-4021 P-38B AFP Disch To SG ON 
lHX-lB Inlet 

1352-428F Power Supply To IAF-4006 IP-29 Aux Feed Pump ON 
Suction From Service Water Supply

1B52-428M Power To W-1 3B2 CR Recirc Fan

1B52-429K Power Supply To K-5A G-01 Starting Air Comp 

I B52-4210C Power Supply To 1SW-2908 Containment Vent 
Coolers Cooling Water Return 

IB52-4210F Power Supply To ISW-2880 Turbine Bldg Cooler 
Service Water Inlet Valve 

1B52-4210J Power To SW-2930B SFP Heat Exchanger Outlet 

2B42 (26'IPAB) 

21352-4211 Power Supply To 2SI-850B Cont Sump B Outlet Hyd 
Isol 

Power Supply To 2SI-852B Low Head SI Core 
Deluge Isol Vlv

CONTINUOUS USEPage 8 of 39
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POINT BEACH NUCLEAR PLANT 
PERIODIC CHECKS 

SWITCH AND BREAKER ALIGNMENT CHECKS

PC 43 PART 2 
SAFETY RELATED 
Revision 33 
June 20, 2002

ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS 

Initials 

Component Description Position Unit 0 Unit. 1 Unit 2_

2B42 (26'/PAB) (Con't)

2B52-42IJ Power Supply To 2SI-866B Core Deluge Line ON 
Isolation Vlv 

2152-421M Power Supply To 2SI-860B 2P-14A Containment ON 
Spray Pump Discharge Isolation 

Power Supply To 2SI-896B 2P-15B SI Pump Suction ON 21352-422C Valv 
Valve 

Power Supply To 2SI-878C Core Deluge Injection To O 
Low Head Safety Injection Line 

2B52-422J Power Supply To 2SI-878tJ Cold Leg Injection To ON 
2T-34B Accum Outlet Isol Valve 

2152422M Power Supply To 2SI-860D 2P-14B Containment ON 
Spray Pump Discharge Isolation Valve 

2B52-423C Power Supply To 2SI-851B 2P-10B RHR Pump ON 
Suction From Containment Sump B 

2B52-423F Power Supply To 2SI-856B RWST Outlet To 2P-10B ON 
RHR Pump Suction Header 

2B52-423J Power Supply To 2SI-870B 2P-14B Cont Spray Pump ON 
Suct VIv 

2B52-423M Power Supply To 2SI-87 IB 2P-14B Cont Spray Pump ON 
RHR Suct 

2B52-424C Power Supply To 2SI-825B RWST Outlet To ON 
2P-15A/B SI Pump 

2B52-424F Power Supply to 2SI-84 lB, 2T-34B SI Accum Outlet Red Locked 
Valve OFF 

2B52-424J Power Supply To 2CC-738B 2HX-1 IB RHR Cool ON 
Wtr Inlet Valve 

Power Supply to 2RH-701 2P-IOA/B RHR Pump Suct Red Locked 
Header OFF 

2B52-425F Power Supply To 2SI-826A 2P-15A & B SI Pumps ON 
Suct From CVCS 

2B52-425J Power To 2SI-857B 2HX-1 1A RHR Hx Outlet to ON 
2P-15B SI Pump Suction 

2B52-425M Power Supply To 2CV-350 2P-4A & B BA Transfer ON 
Pumps Discharge Valve 

2B52-426C Power Supply To 2CC-719 Containment CC Supply ON 
Valve

2B52-426F
Power Supply To 2CV-1298 2HX-2 Regen Hx Outlet 
To RC Loop A Cold Leg

ON
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POINT BEACH NUCLEAR PLANT 
PERIODIC CHECKS 

SWITCH AND BREAKER ALIGNMENT CHECKS

PC 43 PART 2 
SAFETY RELATED 
Revision 33 
June 20, 2002

ATTACHMENT A 

SWITCH AND BREAKER ALIGNMENT CHECKS

Initials 

Component Description Position nit..0 Unit._ I Unit 2 

2B42 (26'/PAB) (Con't) 

2B52-427J Power Supply to SW-2927A, HX-I 3A SFP Hx Inlet ON 

2B52-427M Power Supply To 2AF-4 006 2P-29 Aux Feed Pump ON 
Suction From Service Water Supply 

2152-428C Power Supply To AF-4016 P-38B Aux Feed Pump ON 
Suction From Service Water System 

2B52-428F Power Supply To AF-4020 P-38B Aux Feed Pump ON 
Discharge SG 2HX-IB Inlet Isolation 

2B52-429K Power Supply To K-4B G-02 Starting Air Compressor ON I aW 

Power Supply To 2SW-2908 Containment Vent 
Coolers Cooling Water Return 

Power Supply To 2SW-2817 Water Treatment Area ON 
2B52-4210F Coolers Service Water Supply____ 

2B52-4210J Power Supply To 2SW-2869 North Supply Header To ON 
West Supply Header Crossconnect 

2152-4210M Power Supply To 2SW-2890 North Supply Header To ON 

South Supply Header Crossconnect 

2B52-4211M Power Supply To W-14B CR Charcoal Filter Fan ON 

Power Supply To 2SW-2880 Turbine Building 
2B52-4212G Coolers Service Water Inlet Valve 

B33 (8'/PAB) 

B52-331M Power To 1P-4A Boric Acid Transfer Pump ON N 

B52-332H Power To 2P-4B Boric Acid Transfer Pump ON 

B43 (8'/PAB) 

B52-431M Power To 1P-4B Boric Acid Transfer Pump ON

1B32 (8WPAB)

Power Supply To 1SI-850A Cont Sump B Hydraulic IB52-321B Islv 
Isol VIv 

Power Supply To 1SI-852A Low Head Si Core 
Deluge Isol Vlv 

Power Supply To ISI-866A Cold Leg Injection Line 
1B52-321J Outboard Isolation Valve 

1B52-321M Power Supply To ISI-860A IP-14A Cont Spray 
Pump Discharge Isolation Valve 

1B52-322C Power Supply To ISI-896A IP-15A SI Pump Suction 
Valve

CONTINUOUS USEPage 10 of 39



POINT BEACH NUCLEAR PLANT 
PERIODIC CHECKS 

SWITCH AND BREAKER ALIGNMENT CHECKS

PC 43 PART 2 
SAFETY RELATED 
Revision 33 
June 20, 2002

ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS

Initials 

Component Description Position Unit 0 1Uj!nitl I Unit 2

IB52-322F Power Supply To I SI-878D Cold Leg Injection To ON 
IT-34A Accum Outlet Isol Valve 

1B52-322J Power Supply To 1SI-878A Core Deluge Injection To ON 
RCS Isolation Valve 

I B52-322M Power Supply To ISI-860C IP-14B Containment ON 
Spray Pump Discharge Isolation Valve 

1B52-323C Power Supply To ISI-85 1A 1P-10A RHR Pump ON 
Suction From Containment Sump B 

IB52-323F Power To 1SI-856A RWST Outlet To 1P-10A RHR ON 
Pump Suction Header 

IB52-323J Power Supply To ISI-870A IP-14A Cont Spray ON 
Pump Suct Viv 

IB52-323M Power Supply To 1SI-871A IP-14A Cont Spray ON 
Pump Suct VIv 

1B52-324C Power Supply To I SI-825A IT-13 RWST Outlet To ON 
IP-15A & B Safety Injection Pumps 

Power Supply To ISI-84 IA IT-34A SI Accum Outlet Red Locked 
1B52-324F Valve OFF 

IB52-324J Power Supply To 1CC-738A RHR Exchanger A ON 
Cooling Water 

Power Supply To 1RH-700 1P-OA & B RHR Pumps Red Locked 
1B52-324M Suction Hdr OFF 

1B52-325F Power To ISI-857A lHX-11 A RHR Hx Outlet to ON 
IP-15A SI Pump Suction 

Power Supply To IRH-720 1HX-1 IA RHR Outlet Red Locked 
1B52-325M Valve OFF 

1B52-326C Power Supply To ICC-754A IP-IA RCP Cooling .ON 
Water Supply Valve 

Power Supply To ICC-759A I P-1A RCP Cooling ON 
IB52-326F Water Return Valve 

1152-326J Power Supply To ICC-754B IP-IB RCP Cooling ON 
Water Supply Valve 

1B52-326M Power Supply To ICC-759B 1P-1B RCP Cooling ON 
Water Return Valve 

1B52-328C Power Supply To AF-4009 P-38A AFP Suction From ON 
Service Water

IB52-328F
Power Supply To AF-4023 P-38A AFP Discharge To 
SG 1HX-lA Inlet

ON

CONTINUOUS USEPagre 11 of 39



POINT BEACH NUCLEAR PLANT 
PERIODIC CHECKS 

SWITCH AND BREAKER ALIGNMENT CHECKS

PC 43 PART 2 
SAFETY RELATED 
Revision 33 
June 20, 2002

ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS

Initials 

Component Description Position Unit Unit1 Unit2 

_ 1R•7 (R'/PAnI) (tCrnwt 

IB52-329B Power To W-14A CR Charcoal Filter Fan ON 

1B52-329H Power Supply To W-12A G-01 Room Supply Fan ON 

1B52-329K Pwr To K-4A G-01 Starting Air Compressor ON 

Power Supply To 1 SW-2907 Containment Vent 
1B52-3210F Coolers Cooling Water Return 

Power Supply To SW-2870 South Supply Header To ON 
1B52-3210J West Supply Header 

IB52-3210M Power Supply To SW-2891 South Supply Header To ON 
North Supply Header Crossconnect 
Power Supply To SW-2816 PAB Coolers Service ON1111 

IB52-321IJ Water Supply 

1B52-3211M Power To SW-2930A SFP Heat Exchanger Outlet ON I, 

Power SAupply To ICCV-h12B, P P-2ABC Chargi ngON 
IB52-3213C Pumps Refueong Water Inlet -AON 

IB-313A - B-854B, IP2A Charging Pump 
Normal/Alternate Transfer SwitchB(8/P)AB 

Breaker A-I Charging Pump, IP2A ON 4-, 

Breaker A-4 Supply From IB03 (1B52-13A) ON V 

1B-313B - 2B-337B1, Charging Pump Crosstie 
Power Panel (8'/PAB) 

Breaker B- I Charging Pump, 1P2B ON ._k .  

Breaker B-4 Supply From IB03 (2B52-13B) ON 

2B-3371 - 1B-31313, Charging Pump Crosstie 
Power Panel 8 T/PABn 

Breaker B-5 Charging Pump, 2P2A ON W 

Breaker B-8 Supply From 2B03 (2B52-37B) ON 

213-337A - B-957B, 2P2A Charging Pump 
Normal/Alternate Transfer Switch (8'/PAB) 

Breaker A-5 Charging Pump, 2P2A ON W,,•,• 

B re a k e r A -8 S u p p ly F ro m 2 B 03 (2 B 5 2 -3 7 A ) O N ,.,,,., ••, . . , .,•- :* " "

D-31, (8'/PAB) 

D72-31-01 Diesel Gen GO0AIt DC Power (C78) 

D72-31-02 13.8 KV Control Power 

D72-31-03 B09 Alternate Control Power 

D72-31-04 B08 Normal Control Power 

Page 12 of 39 CONTINUOUS USE



POINT BEACH NUCLEAR PLANT 
PERIODIC CHECKS 

SWITCH AND BREAKER ALIGNMENT CHECKS

PC43 PART 2 
SAFETY RELATED 
Revision 33 
June 20, 2002

ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS

Initials 

Component Description Position Unit 0 1Unit 1 Unit 2 

D-31, (8'/PAB) (Con't)

CONTINUOUS USEPage 13 of 39

D72-31-05 Diesel Generator G02 Normal Annunciator Power 

D72-31-06 DG G02, Normal Start Ckt No. I Power 

D72-31-07 Alt Red Channel Instrumentation (C207) 

D72-31-08 DG G02, Normal Control Power 

D72-31-09 2A05 Control Power, Normal 

D72-31-10 DG G02, Normal Field Flash Power 

D72-31-11 C-01 Safeguards Bus 

D72-31-12 2B03 Control Power, Normal 

D72-31-13 C45 Normal Control Power 

D72-31-14 GO1 Start Ckt 2 

D-41 (8'n'AB) 

D72-41-01 Alt DC Pwr To C-79 G02 EDG DC Pwr Transfer 

D72-41-02 Pwr To D-49 13.8 KV Control Fuse Box 

D72-41-03 B09 Normal Control Power 

D72-41-04 B08 Alternate Control Power 

D72-41-07 Pwr To DY-14 Safe Shutdown Panel Inverter 

D72-41-12 Ctl Pwr To IB-04 Normal (IB00-17L) 

D72 41 13 Alt Ctl Pwr To C-45 Alt Shutdown Ctl Panel 

2B32 (8'7PAB) 

Power Supply To 2SI-850A Containment Sump B 
Hydraulic Isol Vlv 

2B52-321F Power Supply To 2SI-852A Low Head SI Core 
Deluge Isol Vlv 

2B352-321J Power Supply To 2SI-866A Cold Leg Injection Line 
Outboard Isolation Valve 

21352-321M Power Supply To 2SI-860A 2P-14A Cont Spray 
Pump Discharge Isolation Valve 

2B52-322C Power Supply To 2SI-896A 2P-15A SI Pump Suction 
Valve 

21352-3221 Power Supply To 2SI-878D Cold Leg Injection To 
2T-34A Accum Outlet Isol Valve 

Power Supply To 2SI-878A Core Deluge Injection To 
2B352-322J RCS Isolation Valve

I

I



POINT BEACH NUCLEAR PLANT 
PERIODIC CHECKS 

SWITCH AND BREAKER ALIGNMENT CHECKS

PC 43 PART 2 
SAFETY RELATED 
Revision 33 
June 20, 2002

ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS

Initials 

Component Description Position Unit 0 J Unit I Unit 2

21132 (R'/PAB) (Con't)

2B52-322M Power Supply To 2SI-860C 2P-14B Containment ON 
2__5_-_22M Spray Pump Discharge Isolation Valve 

2B52-323C Power Supply To 2SI-851A 2P-10A RHR Pump ON 
Suction From Containment Sump B 

2B52-323F Power To 2SI-856A RWST Outlet To 2P-10A RHR ON 
Pump Suction Header 

2B52-323J Power Supply To 2SI-870A 2P-14A Cont Spray ON 
Pump Suct Vlv 

2B52-323M Power Supply To 2SI-87 IA 2P-14A Cont Spray ON 
Pump Suct Vlv 

2B52-324C Power Supply To 2SI-825A 2T-13 RWST Outlet To ON 
2P-15A & B Safety Injection Pumps 

2352-324F Power Supply To 2SI-841A 2T-34A SI Accum Outlet Red Locked 

Valve OFF 

2B52-324J Pwr To 2CC-738A RHR HX A Shell Side Inlet ON 

Power Supply To 2RH-700 2P-IOA & B RHR Pumps Red Locked 
2B52-324M Suction Hdr OFF 

2B52-325F Power Supply To 2SI-857A 2HX- 11A RHR Hx ON 
Outlet to 2P-15A SI Pump Suction 

2352-325M Power Supply To 2RH-720 IHX-I IA RHR Outlet Red Locked 
Valve OFF 

2B52-326C Power Supply To 2CC-754A 2P-IA RCP Cooling ON 
Water Supply Valve 

Power Supply To 2CC-759A 2P-IA RCP Cooling ON 
21352-3261 Water Return Valve 

2B52-326J Power Supply To 2CC-754B 2P-2B RCP Cooling ON 
Water Supply Valve 

2B52-326M Power Supply To 2CC-759B 2P-2B RCP Cooling ON 
Water Return Valve 

2B52-328C Power Supply To AF-4022 P-38A AFP Discharge To ON 
SG 2HX-IA Inlet Isolation

2B52-328F Power to SW-2927B HX-13B SFP Hx Inlet ON

2B52-328K Power To W-12D G-02 Room Exhaust Fan ON 

2B52-328M Power To W-12C G-02 Room Exhaust Fan ON 

2B52-329H Pwr To W-12B G-01 Room Supply Fan ON

2B52-329K Pwr To K-5B G-02 Starting Air Compressor ON

Page 14 of 39 :ONTINUOUS USE

2B52-3210F I Pwr To 2SW-2907 Cont Recirc HX Emergency FCV ON

C



POINT BEACH NUCLEAR PLANT 
PERIODIC CHECKS 

SWITCH AND BREAKER ALIGNMENT CHECKS

PC 43 PART 2 
SAFETY RELATED 
Revision 33 
June 20, 2002

ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS

Initials 

Component Description Position Unit0 j nit I Unit2 

2B32 (8'7PAB) (Con't) 

Power Supply To 2CV-1 12B, 2P-2A, B, C ChgN 
2B52-3210J Pumps Refueling Water Inlet ON 

2152-3210M Power Supply To FO-3930, T-31A Diesel Generator ON 
Day Tank Inlet Second Isolation 

2B52-3212D Power to SW-4478, Service Water Treatment Supply ON 

Power To FO-3931 EDG Day Tank Inlet Second 
2B52-3213G Isolation 

B.21 (26'/TBI) 

B52-21 1DR Power To HX-38A 1/2/3/4 CSR AC Unit ON 

B52-21 J J Power To SW-2818 CSR AC Unit Inlet ON 

B52-213F Power To W-13AI CSR Recirc Fan ON

"rr".. IL I 1 D i 

PP-3-3 Standby Control Room Air Compressor, K7 ON 

PP-3-10 Diesel Gen Block Htr, Recire and Turbocharger LO ON 
Pumps G-01 @ C64 

Diesel Gen Block Htr, Recirc and Turbocharger LO ON 
PP-3____12 Pumps G-02 @ C65

IB-03 (26'ICSR)

IB52-IOA Power Supply To 1P-1IA Component Cooling Pump 

IB52-1OB Power Supply To P-35A Fire Water Pump 

1B52-IOC Power Supply To P-32A Service Water Pump

NOTE 1: Alternate breaker (1B52-1 1B) may be Racked In, Racked Out or Removed. The 

normal position for an installed breaker is Racked Out. Record the As Found position.

1B52-IIB Alt. Power To 1B-32, PAB Safeguards MCC See Note 1 

CS on B B32 Annunciator Scheme Switch NORMAL IB52-IIB

1B52-1I1C
Normal Power To 1B31 IC-B854D P-32B Service 
Water Pump Transfer SW

Racked In

Normal Power To IB3 12A-B855B 1P-IOA RHR Racked In 
1B52-12A Pump Transfer Switch 

IB52-12C Power Supply To P-38A Steam Generator Aux Feed Racked In 
Pump

CONTINUOUS USEPage 15 of 39
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POINT BEACH NUCLEAR PLANT 
PERIODIC CHECKS 

SWITCH AND BREAKER ALIGNMENT CHECKS

PC 43 PART 2 
SAFETY RELATED 
Revision 33 
June 20, 2002

ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS

Initials 

Component Description Position Unit 0 1 Unit. II Unit 2 

11ilfl" (9A•'IC".TR (C'nntf

1321A Normal Power To 1B313A-B854B 1P-2A Charging Racked In 1B52-13A Pump Transfer Switch R In

Power Supply To 1P-2B Charging Pump

Power Supply To MCC IB-39 Train A Battery 
Charger MCC

Racked In
t T

CLOSED

IB52-14A Power Supply To 1P-14A Containment Spray Pump Racked In 

IB52-14B Power Supply To MCC IB-32 PAB Safeguards MCC CLOSED 

1B52-14C Power Supply To MCC IB-31 PAB 480V MCC CLOSED 

IB52-15A Power Supply To 1W-IA1 Containment Accident Racked In I 
Recirc Fan 

Power Supply To IW-IB I Containment Accident Racked In 
1B52-15B Recirc Fan 

1B52-15C To Tie Breaker Tie To B-Ol/BOO-4C OPEN 

1B52-16B Power From IX-13 Station Service Transformer CLOSED I 

1B52-16C Tie Breaker To Bus IB04 (1B00-17C) OPEN 

CS on 
1B00-16R Local Control Station Service Trans. 1-X13 REMOTE 4 

CS on1 

CB0o-16R Local Control MCC 1-B32 Safeguards REMOTE 

Component 
Cooling Control Power Fuses for 1B52-1OA, IP-11A ON 
Pump Component Cooling Pump Breaker 
I-PlIA 
CP Fuses

Control Power Fuses for 1B-52-10C, P-32A Service 
Water Pump Breaker

ON -

Service Control Power Fuses for 1B52-1 IC, Normal power to 
Water Pump I B 311 C-B 854D P-32B Service Water Pump Transfer ON 
P32B Switch

Residual Heat 
Removal 
Pump 
1-PI0A 
CP Fuses

Control Power Fuses for 1B52-12A, Normal power to 
1B312A-B855B IP-10A Residual Heat Removal 
Pump Transfer Switch

ON

_____________ L

CONTINUOUS USE

1B52-13B

1B52-13C

Service 
Water Pump 
P32A 
CP Fuses

111-M (Con't)
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POINT BEACH NUCLEAR PLANT 
PERIODIC CHECKS 

SWITCH AND BREAKER ALIGNMENT CHECKS

PC 43 PART 2 
SAFETY RELATED 
Revision 33 
June 20, 2002

ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS

Initials 

Component Description Position Unit 0 Unitt 1.. Unit 2 

ID n*2 ),C'VC•D• f(•- I*•

Aux. Steam 
Gen. Control Power Fuses for 1B52-12C, P38A Aux.  
Feedwater Steam Gen. Feedwater Pump Breaker 
Pump P38A 

Charging Control Power Fuses for IB52-13A, Normal power to 
Pump 1-P2A IB313A-854B 1P-2A Charging Pump Transfer 
CP Fuses Switch 

Charging Control Power Fuses for 1B52-13B, 1P-2B Charging 
Pump I-P2B Pump Breaker 
CP Fuses 

Containment 
Spray Pump Control Power Fuses for 1B52-14A, 1P-14A 
1-P14A Containment Spray Pump Breaker 
CP Fuses 

Containment Control Power Fuses for IB52-15A, IW-IA1 
Fan 1-WIAI Containment Accident Recirc Fan Breaker 
CP Fuses 

Containment Control Power Fuses for 1B52-15B, 1W-lB 1 
Fan 1-WIBI Containment Accident Recirc Fan Breaker 
CP Fuses 

Tie Breaker 
to SWGR Control Power Fuses for 1B52-16C, Tie Breaker 
Bus l-B04 IB-03 To IB-04 
CP Fuses 

1B-04 (26'/CSR) 

CS on CSBon7 Local Control Station Service Trans. I-X14 1BOO-17L 

CS on CS on-7 Local Control MCC 1-B42 Safeguards 1BOO-17L 

1B52-17B Power Supply From IX-14 Station Supply From Xfmr 

1B52-18A Power Supply To IW-1C1 Accident Recirc Fan 

1B52-1SB Power Supply To IW-I DI Accident Recirc Fan 

1B52-18C Tie Breaker To Bus IB-02-1B00-5C 

1B52-19A Power Supply To IP-14B Containment Spray Pump 

IB52-20A Power Supply To IP-2C Charging Pump 

Normal Power To i B420C-B957D P-32C Service 

Water Pump Transfer Switch 

Normal Power To 1B421A-B855B IP-10B RHR 
B Pump Transfer Switch

CONTINUOUS USE
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POINT BEACH NUCLEAR PLANT 
PERIODIC CHECKS 

SWITCH AND BREAKER ALIGNMENT CHECKS

PC43 PART 2 
SAFETY RELATED 
Revision 33 
June 20, 2002

ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS 

Initials 

Component Description Position Unit 0 1Unit 1• Unit 2 

IB-04 (26'/CSR) (Con't) 

NOTE 2: Alternate breaker (1B52-23A) may be Racked In, Racked Out or Removed. The 

normal position for an installed breaker is Racked Out. Record the As Found position.

1B52-23A Alt Power Supply To IB-42 PAB Safeguards MCC See Note 2 

CS1on 1B42 Annunciator Scheme Switch NORMAL 
1B52-23A 
IB52-23B Power Supply To IP-I 11B Component Cooling Pump Racked In in

1 B52-23C

1B52-24C

Power Supply To MCC I B-42 PAB Safeguards MCC

Power Supply To MCC IB-49 Train B Battery 
Charger MCC

Containment Control Power Fuses for IB52-18A, IW-IC1 ON 
Fan IW-ICI Accident Recirc Fan Breaker 

CP Fuses 

Containment Control Power Fuses for 1B52-18B, IW-IDI ON 
Fan FW-eD1 Accident Recirc Fan Breaker 

CP Fuses 

Containment 
Spray Control Power Fuses for IB52-19A, IP-14B ON 

Pumpl-Pl4B Containment Spray Pump Breaker 
CP Fuses 

Charging Control Power Fuses for 1B52-20A, IP-2C Charging 
Pump 1-P2C ON 

CP Fuses Pump Breaker

Service 
Water Pump 

P32C 
CP Fuses

Control Power Fuses for 1 B52-20C, Normal Power to 
IB420C-B957D P-32C Service Water Pump Transfer 
Switch

Residual Heat 
Removal Control Power Fuses for 1B52-21A, Normal Power to 

Pump 1-PlOB 1B421A-B855B IP-10B RHR Pump Transfer Switch 
CP Fuses 

Component 
Cooling Control Power Fuses for IB52-23B, IP-1 1B 

Pump I-P lIB Component Cooling Pump Breaker 
CP Fuses

CONTINUOUS USE

II

D72-11-03 Ctl Pwr to IA-01 Normal (IAOO-03) ON 

D72-1 1-04 Ctl Pwr to IA-02 Alternate (IAOO-16) OFF I

f T) I
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POINT BEACH NUCLEAR PLANT 
PERIODIC CHECKS 

SWITCH AND BREAKER ALIGNMENT CHECKS

PC 43 PART 2 
SAFETY RELATED 
Revision 33 
June 20, 2002

ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS 

Initials 

Component Description Position Unit 0 1 Unit I 1Unit 2

11.11 (2fi'/CSRl (Con't)

D72-11-05 Ctl Pwr to 1A-03 Normal (1A52-40) ON 

D72-11-06 Ctl Pwr to 1A-04 Alternate (1A52-52) OFF 

D72-11-07 Ctl Pwr to 1A-05 Normal (IAOO-61) ON 

D72-11-09 Ctl Pwr to IB-01 Normal (1B00-4R) ON 

D72-1 1-10 Ctl Pwr to 1B-02 Alternate (IB00-5L) OFF 

D72-1 1-11 Ctl Pwr to IB-03 Normal (1B00-16R) ON 

D72-11-13 Pwr to D-16 DC Distribution Panel ON 

D72-11-14 Pwr to Unit 1 Crossover Steam Dump A ON 

D72-11-15 Pwr to 1MS-2019 Steam to IP-29 Aux Feed Pump ON 

D72-11-16 Pwr to IAF-4001 IP-29 Discharge to lHX-1A SG ON 

D72-11-17 Pwr to 1AF-4002-S, Aux Feed Recirc ON 

D72-1 1-18 Pwr to 1MS-2082 IP-29 Trip/Throttle Valve, ON 
I POS-2082 Ind

D-26 (26'/CSR)

D72-26-03 Pwr to 1C-20 Aux Safety Inst Panel MOB's 371-385 

D72-26-04 Pwr to 2C-20 Aux Safety Inst Panel MOB's 481-495 

D72-26-05 Pwr to D-17 DC Distribution Panel 

Pwr to C-78-05, Norm Pwr to G-01 EDG Control 
D72-26-07 Poe Power 

D72-26-08 Pwr to C-78-03, Norm Pwr to G-01 EDG Start Ckt #1 

Pwr to C-78-01, Norm Pwr to G-01 EDG 
D72-26-09 Annunciators 

D72-26-10 Pwr to C-78-07, Norm Pwr to G-0 I EDG Field Flash 

D72-26-11 Pwr to EB Transfer Switch Panel 

D-12 (26'/CSR) 

D72-12-03 Ctl Pwr to 2A-01 Normal (2A00-18) 

D72-12-04 Ct Pwr to 2A-02 Alternate (2A00-34) 

D72-12-05 Ctl Pwr to 2A-03 Normal (2A00-41) 

D72-12-06 Ctl Pwr to 2A-04 Alternate (2A00-51) 

D72-12-08 Ctl Pwr to 2A-05 Alternate (2A00-72) 

D72-12-09 Ctl Pwr to 2B-01 Normal (2B00-45L) 

D72-12-10 Ctl Pwr to 2B-02 Alternate (2B00-44R)

D72-12-11 Ctl Pwr to 2B-03 Alternate (2B00-40R)

All

CONTINUOUS USEPage 19 of 39
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SWITCH AND BREAKER ALIGNMENT CHECKS
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SAFETY RELATED 
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ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS

I

CONTINUOUS USE

Initials 

Component Description Position Unit 0 Unit 1 Unit 2 

Dl-12 (26'/CqR' t (Cnn't_ 

D72-12-12 Ctl Pwr to 2B-04 Alternate (2B00-25L) OFF _ _ 

D72-12-13 Pwr To D-22 Distribution Panel ON 

D72-12-14 Pwr to Unit 2 Crossover Steam Dump A ON _ 

D72-12-15 Pwr to 2MS-2019, Steam To 2P-29 Aux Feed Pump ON 

D72-12-16 Pwr to 2AF-4001, 2P-29 Discharge to 2HX-1A SG ON ___ 

D72-12-17 Pwr to 2AF-4002-S, Aux Feed Recirc ON ____ ___ 

D-27 (26'/CSR) 

D72-27-03 Ctl Pwr to IA-02 Normal (1AGO-16) ON _ _

D72-27-04 Ctl Pwr to IA-01 Alternate (IAOO-03) OFF • 

D72-27-05 Ctl Pwr to IA-04 Normal (IA52-52) ON I W-_v 

D72-27-06 Ctl Pwr to 1A-03 Alternate (1A52-40) OFF _ 

D72-27-08 Ctl Pwr to IA-05 Alternate (IAOO-61) OFF I 

D72-27-09 Ctl Pwr to 1B-02 Normal (IBOO-5L) ON 

D72-27-10 Ctl Pwr to IB-01 Alternate (1B00-4R) OFF _ 

D72-27-11 Ctl Pwr to IB-04 Alternate (1B00-172) OFF 

D72-27-12 Ctl Pwr to 1B-03 Alternate (1B00-16R) OFF 

D72-27-15 Pwr to 1MS-2020, Steam to 1P-29 Aux Feed Pump ON _ 

D72-27-16 Pwr to 1AF-4000, 1P-29 Discharge to IHX-1B SG ON 

D-14 (26'/CSR) 

D72-14-03 Pwr to IC-20 Aux Safety Inst Panel MOB's 386-400 ON , 

D72-14-04 Pwr to 2C-20 Aux Safety Inst Panel MOB's 496-510 ON 9 F W 

D72-14-05 Pwr to D-19 DC Distribution Panel ON 

D-13 (26 'CSR) 

D72-13-03 Ctl Pwr to 2A-02 Normal (2A00-34) ON 

D72-13-04 Ctl Pwr to 2A-01 Alternate (2A00-18) OFF 4, 

D72-13-05 Ctl Pwr to 2A-04 Normal (2A00-51) ON _ 

D72-13-06 Ctl Pwr to 2A-03 Alternate (2A00-41) OFF ___ _____-% 

D72-13-09 Ctl Pwr to 2B-02 Normal (2B00-44R) ON ______ 

D72-13-10 Ctl Pwr to 2B-01 Alternate (2B00-45L) OFF -_-_ _ 

D72-13-11 Ctl Pwr to 2B-04 Normal (2B00-25L) ON _-_.__ 

D72-13-13 Pwr to D-18 DC Distribution Panel ON-s _"____
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POINT BEACH NUCLEAR PLANT 
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SAFETY RELATED 
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June 20, 2002

ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS

Initials 

Component Description Position Unit 0 Unit 1 Unit 2 

D-13 (26'/CSR) (Con't) 

D72-13-14 Pwr to Unit 2 Crossover Steam Dump B ON 

D72-13-15 Pwr to 2MS-2020 Steam to 2P-29 Aux Feed Pump ON 5 

D72-13-16 Pwr to 2AF-4000 2P-29 Discharge to 2HX-1B SG ON 

Pwr to 2MS-2082 2P-29 Trip/Throttle Valve, 
D72-13-18 2POS-2082 Od 

2B-03 (26'/CSR) 

2B52-34A Power Supply To 2P-1 IA Component Cooling Pump Racked In 

2B52-34B Normal Power To 2B334B-B854D P-32F Service Racked In 
Water Pump Transfer Switch

NOTE 3: Alternate breaker (2B52-35C) may be Racked In, Racked Out or Removed. The 

normal position for an installed breaker is Racked Out. Record the As Found position.

Alt Power Supply To MCC 2B-32 PAB Safeguards See Note 3 
2B52-35C MCC 

CS on 
2B2o5 2B32 Annunciator Scheme Switch NORMAL 21352-35C 

Normal Power To 2B336A-B958B 2P-10A RHR Racked In 
2B52-36A Pump Transfer Switch 

2B52-36C Power Supply To MCC 2B-39 Train A Battery CLOSED 
Charger 

2B52-37A Normal Power To 2B337A-B957B 2P-2A Charging Racked In 
Pump Transfer Switch ....  

2B52-37B Power Supply To 2P-2B Charging Pump Racked In 4ý 

2B52-37C Power Supply To MCC B-33 PAB Common Loads CLOSED 

MCC 

2B52-38A Power Supply To 2P-14A Containment Spray Pump Racked In 

2B52-38B Power Supply To 2B-32 PAB Safeguards MCC CLOSED 

2B52-38C Power Supply To MCC 2B-31 PAB 480V MCC CLOSED A 

Power Supply To 2W-IA1 Containment Accident 
2B352-39A Racked In 

Recirc Fan 

2B52-39B Power Supply To 2W-lB I Containment Accident Racked In 

Recirc Fan 

2B52-39C Tie Breaker To Bus 2B-01-2B00-45C OPEN 

2B52-40B Power Supply From 2X-13 Station Service Xfmr CLOSED
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June 20, 2002

ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS 

Initials 

Component Description Position Unit 0 1 Unit I Unit 2

2B-03 (26'/CSR) (Con't)

2B52-40C Power Supply To Tie Breaker 2B-03 To 2B-04 OPEN 

CS on Local Control Station Service Trans. 2-X13 REMOTE 
2BSo-40R 

CS oR Local Control MCC 2-B32 Safeguards REMOTE 2B00-40R_• 

Component 
Cooling Control Power Fuses for 2B52-34A, 2P-1A ON " 

Pump Component Cooling Pump Breaker 
2-P11A 

CP Fuses 

Service Control Power Fuses for 2B52-34B, Normal Power 
Water Pump To 2B334B-B854D P-32F Service Water Pump ON 

P32F Transfer Switch 

Residual Heat 4 

Removal Control Power Fuses for 2B52-36A, Normal Power 
Pump To 2B336A-B958B 2P-1OA RHR Pump Transfer ON 

2-PIOA Switch 

CP Fuses 

Charging Control Power Fuses for 2B52-37A, Normal Power 
Pump 2-P2A To 2B337A-B957B 2P-2A Charging Pump Transfer ON 

CP Fuses Switch 

Charging Control Power Fuses for 2B52-37B, 2P-2B Charging ON 
Pump 2-P2B Pump Breaker 

CP Fuses 

Containment 
Spray Pump Control Power Fuses for 2B52-38A, 2P-14A ON 

2-PI4A Containment Spray Pump Breaker 
CP Fuses 

Containment Control Power Fuses for 2B52-39A, 2W-IAl ON 
Fancp2-WlA1Fus Containment Accident Recirc Fan Breaker 

CP Fuses 

Containment Control Power Fuses for 2B52-39B, 2W-lB1 ON 
Fan 2-WIB1 Containment Accident Recirc Fan 

CP Fuses 

Tie Breaker 
to SWGR Control Power Fuses for 2B52-40C Tie Breaker OFF 
Bus 2-B04 2B-03 To 2B-04 
CP Fuses
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SWITCH AND BREAKER ALIGNMENT CHECKS
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June 20, 2002

ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS 

Initials 

Component Description Position Unit 0 1 Unit I1 Unit 2

211-04 (26'ICSR)

CS on CS0onL Local Control Station Service Trans. 2-X14 REMOTE 2B00-25L 

CS on Local Control MCC 2-B42 Safeguards REMOTE 2B00-25L 

2B52-25B Power Supply From 2X-14 Station Service Xfmr CLOSED 

2B52-26A Power Supply To 2W-ICI Containment Accident Racked In 
Recirc Fan 

2B52-26B Power Supply To 2W-ID1 Containment Accident Racked In 

Recirc Fan 

2B52-26C Tie Breaker To Bus 2B-02-2B00-44C OPEN 

2B52-27A Power Supply To 2P-14B Containment Spray Pump Racked In

2B52-27B

2B52-27C

Power Supply To P-32D Service Water Pump

Normal Power To 2B427C-B957D P-32E Service 
Water Pump Transfer Switch

Racked In

Racked In

2B52-28A Power Supply To 2P-2C Charging Pump Racked In 

2B52-28B Power Supply To 2P-1 lB Component Cooling Water Racked In 
________ _ Pump 

2B52-28C Power Supply To MCC B-21 Service Bldg MCC CLOSED 

2B52-29A Normal Power To 2B429A-B958B 2P-IOB RHR Racked In 
2B52-29A Pump Transfer Switch

2B52-31A
_____________________________I

Power Supply To MCC 2B-49 Train B Battery 
Charger MCC

CLOSED

NOTE 4: Alternate breaker (2B52-31B) may be Racked In, Racked Out or Removed. The 

normal position for an installed breaker is Racked Out. Record the As Found position.  

2B52-31B Alt Power Supply To 2B-42 PAB Safeguards MCC See-Note 4 

CS on _ 

CS52on 2B42 Annunciator Scheme Switch NORMAL.  2B52-31IB ý3...• -•,•,:-.  

2B52-31C Power Supply To P-38B SG Aux Feed Pump Racked In : 

2B52-32C Power Supply To MCC 2B-42 PAB Safeguards MCC CLOSED ,
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ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS 

Initials 

Component Description Position Uni~t 0 Uniti I Unit 2

2B-04 (26'/CSR) (Con't)

Containment Control Power Fuses for 2B52-26A, 2W-IC I ON 

Fan 2-WICI Containment Accident Recirc Fan Breaker 
CP Fuses 

Containment Control Power Fuses for 2B52-26B, 2W-1D1I 
Fan 2-WIDI Containment Accident Recire Fan Breaker ON 
CP Fuses 

Containment 
Spray Pump Control Power Fuses for 2B52"27A, 2P-14B ON 

2-P14B CP Containment Spray Pump Breaker 
Fuses

Service 
Water Pump 
P32D CP 
Fuses

Service 
Water Pump 
P32E 
CP Fuses

Control Power Fuses for 2B52-27B, P-32D Service 
Water Pump Breaker

ON

- i I - I
Control Power Fuses for 2B52-27C Normal Power To 
2B427C-B957D P-32E Service Water Pump Transfer 
Switch

ON

Charging Control Power Fuses for 2B52-28A, 2P-2C Charging 
Pump 2-P2C Pump Breaker 
CP Fuses 

Component 
Cooling Control Power Fuses for 2B52-28A, 2P-C1B ON 

Pump 2-P1 lB Component Cooling Water Pump Breaker CP Fuses

Residual Heat 
Removal 
Pump 2-P101B 
CP Fuses

Aux Steam 
Gen.  
Feedwater 
Pump P38B

i

Control Power Fuses for 2B52-29A, 2B429A-B 958B 
2P-1OB RHR Pump Transfer Switch

Control Power Fuses for 2B52-31C, P-38B SG Aux 
Feed Pump Breaker

ON

CONTINUOUS USE

Panel 7L, (8'/TB1IF-9) 
~q 

7L-33 G01 Gen Space Heater ON 

7L-35 G02 Gen Space Heater ON
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SWITCH AND BREAKER ALIGNMENT CHECKS

Initials 
Description 

Component Unit 0 Unit Unit 2 

1A-05 (8'ffSG) 

Tie to Bus IA-03 Racked In 
1A52-57 (IAOO-38) Red Light 

Racked In 

Power supply to IX-13 Red Light 

1A52-58 Station Service Local/ Remote Switch in REMOTE 
Xformer 

Local Control Switch in MID 

Racked In 

IA52-59 Power To IP-15A Green Light 
Safety Injection Pump 

Fuse Monitor Installed I i6 -.  
Racked In !• t 

Green light 

Normal Power To Red Lock on breaker levering-in device access 
IA52-60 IA-05 From G-01 EDG port swing plate 

Fuse Monitor Installed 

Dummy Tie/Auxiliary Fuse Monitor Installed (2) 
IAOO-61 Compartment Lockout Alarm Relay Installed (1) 

Racked In 

Green light 

Alternate Power To Red Lock on breaker levering-in device access 
I A-05 From G-02 EDG port swing plate 

Fuse Monitor Installed 

1A-04 (8'/VSG) 

Bus IA-04 Normal Racked In ,
1A52-54
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POINT BEACH NUCLEAR PLANT 
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SWITCH AND BREAKER ALIGNMENT CHECKS

PC 43 PART 2 
SAFETY RELATED 
Revision 33 
June 20, 2002

ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS

Initials 
Description 

Component Unit 0 Unit 1 Unit 2 

2A-05 (8'ESG) 
Racked In 
Green light 

2A52-67 Normal Power To Red Lock on breaker levering-in device access 
2A-05 From G-02 EDG port swing plate 

Fuse Monitor Installed":•; •-'•• 

Dummy Tie/Auxiliary Fuse Monitor Installed (2) 
2A00-72 Compartment Lockout Alarm Relay Installed (Inside) 

Racked In 
Green light 

Alternate Power To Red Lock on breaker levering-in device access 
2A-05 From G-01 EDG port swing plate 

Fuse Monitor Installed 

STo Racked In• 

Power Supply To 
2A52-74 2P-15A Safety Green Light 

Injection Pump Fuse Monitor Installed 
Racked In • 

Power supply to 2X-13 Red Light 
2A52-75 Station Service Local/Remote Switch in REMOTE 

Xformer Local Control Switch in MID 

STie to Bus 2A-03 Racked In 
2A52-76 (2A00-43) Red Light 

2A-04 (8'VSG) 

Bus 2A-04 Normal Racked In 

2A52-49 Feed to 2A-06 Red Light X 

AFP Room (8'/Ctrl Bldg) 

Red LockedV_ 
B29-SW-4478 SW-4478 Water Treatment Supply Disconnect ON I --

C-78 (8'/Ctrl Bldg/GO1 EDG Room) 

C-78-1 Normal Annunciator Power (from D26 Sw 9) 

C-78-2 Alternate Annunciator Power (From D31, Switch 1) 

C-78-3 Normal Start No I CKT Power (from D26 Sw 8) 

C-78-4 Alternate Start No. 1 CKT Power (From D31, Switch 
I) 

C-78-5 Normal Control Power (from D26 Sw 7) 

C-78-6 Alternate Control Power (From D31, Switch 1)
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Revision 33

SWITCH AND BREAKER ALIGNMENT CHECKS June 20, 2002 

ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS 

Initials 

Component Description Unit0 1 Unit I Unit 2 

C-78 (8'/Ctrl Bldg/G01 EDG Room) (Con't) 

C-78-7 Normal Field Flash Power (from D26 Sw 10) ON 

C-78-8 Alternate Field Flash Power (From D31, Switch 1) OFF 1,3 f;F 

C-34A (8'/Ctrl Bldg/G01 EDG Room) 

CS Transfer Switch No. I REMOTE 

CS Bus 1A-05 Breaker IA52-60 
(DSS desired) 

CS Transfer Switch No. 2 REMOTE 31.  

CS Bus 2A-05 Breaker 2A52-73 (DSS desired)• 

Keyswitch 
for 2A52-73 (none) D I[ ~~(DSS Desired) -- ....

CONTINUOUS USEPa~ge 27 of 39



POINT BEACH NUCLEAR PLANT 
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SAFETY RELATED 
Revision 33

SWITCH AND BREAKER ALIGNMENT CHECKS June 20, 2002 

ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS 

Initials 

Component Description Position Unit 0 Unit I Unit 2 

Circ Water Pumphouse 

Power Supply To 2SW-291 1-BS North Service Water ON i 
21352-436M Supply Hdr Inlet Strainer ON 

SLELP3-9 Zurn Strainer 2912 South ON 

Water Treatment (8'gTB2) 

B52-222DL Power To HX-38B 1/2/3/4 And C-714B CRAG ON 

UNIT/Z-105 Zurn Strainer Control Panel 

B52-2210E Power To SW-2819 CR AC Unit Inlet ON 

Panel 28L (44'/TB2/F-15)
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SWITCH AND BREAKER ALIGNMENT CHECKS

PC 43 PART 2 
SAFETY RELATED 
Revision 33 
June 20, 2002

ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS

Initials 

Component Description Position Unit 0 Unit._ I Unit 2

CS IA52-86, G-04 Diesel Generator to Bus 1A-06 
Breaker (DSS Desired) 

Keyswitch 
for 1 A52-86 (none) (DSS Desired) 

CS 2A52-93, G-04 Diesel Generator to Bus 2A-06 
Breaker (DSS Desired)

CS LocallRemote Switch REMOTE

CONTINUOUS USEPage 29 of 39
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POINT BEACH NUCLEAR PLANT 
PERIODIC CHECKS 

SWITCH AND BREAKER ALIGNMENT CHECKS

PC 43 PART 2 
SAFETY RELATED 
Revision 33 
June 20, 2002

ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS

Initials 

Description Component Unit 0 1 Unt.__!L I Unit 2

2A-06 (G-04 Swgr Rm)
Racked In 

Alternate Power to Green light 
2A52-87 2A-06 From G-03 EDG Bkr Door. Red Locked 

Fuse Monitor Installed 

Racked In 

2A52-88 Power to 2P-15B Safety Green Light 
Injection Pump Fuse Monitor Installed 

Racked In 

Bus 2A-06 Feed to Red Light 

2A52-89 2X-14 Station Service Local/Remote Switch in REMOTE 
Xformer Local Control Switch in MID 

2A00-91 Aux Relay Cabinet Fuse Monitor Installed (2) 
Racked In 

2A-06 Feed to MCC 

2A52-92 2B-40 Local/Remote Switch in REMOTE 
Local Control Switch in MID 

Racked In 

Normal Power to 2A-06 Green hght 
2A52-93 from G-04 EDG Bkr Door Red Locked 

Fuse Monitor Installed 

2A52-96 2A-04 to 2A-06 Bus Racked In 

Tie Bkr. Red Light
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POINT BEACH NUCLEAR PLANT 
PERIODIC CHECKS 

SWITCH AND BREAKER ALIGNMENT CHECKS

ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS

Initials 

Component Description Position Unit 0 1 Unit I Unit 2

2B-40 (G-04 Swer R(m)
Bkr. ON 

2B52-401B Power To W-184C G-04 EDG Rm Small Cap Exh Fan CS: AUTO 

Bkr. ON 

2B52-401D Power To W-184B G-04 EDG Rm Large Cap Exht Fan 
CS: AUTO 

2B52-402FR Power To XY-24 D -24 DGB Vital Inst reXfmr ON 

2B52..402FR Power To 2Y-24 DGB Vital Inst Distr Panel ON 

Bkr: ON 

2B52-403B Power To W-1 85B G-04 EDG Swgr Rm Oper Exh Fan CS: AUTO 

Power To HX-267B G-04 EDG Jacket Water Immersion Bkr: ON 
2B52.-403F Hae 

Heater CS: AUTO 

Bkr: ON 

2B52-403H Power To G-04-GH G-04 EDG Generator Space Heater 

Bkr. ON 

2B52-404D Power To W-181BI G-04 EDG Radiator Fan CS: AUTO 

Bkr: ON 
2B52-404H Power To W-181B32 G-04 EDG Radiator Fan CS: AUTO 

Bkr: ON 

2B52-404M Power To W-181B3 G-04 EDG Radlator Fan P CS: AUTO 

Bkr: ON 
21352--4051) Power To P-207B G-04 EDG Fuel Oil Transfer Pump 

CS: AUTO 

2B52-405F Power To HX-272B G-04 EDG FOTP/Day Tk Rm Unit lHtr ON 

Bkr. ON 

2B52-406D Power To P-214B G-04 EDG Turbocharger Oil Pump 

Bkr: ON 

2B52-406F Power To P-215B G-04 EDG Lube Oil Circ Pump 

Fan CS: ON 
Bkr: ON 

2B52-4071 Power to W-184A, G-04 EDG Rm Standby Exh Fan CS: ON 

215-47) Power to W- 1841), G.04 EDG FOTP/Day Tank Rm Exh Bkr: ON 

Fan CS: ON 

Bkr: ON 
21352..408K Power to K-51), G-04 EDG Starting Air Compressor C .A T

CONTINUOUS USE

2Y-24 (on 2B-40 in G-04 Swgr Rm) 

2Y-24-6 Mtr Htrs for Radiator & Exhaust Fans ON j... ;" ""
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POINT BEACH NUCLEAR PLANT 
PERIODIC CHECKS 

SWITCH AND BREAKER ALIGNMENT CHECKS

ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS

Initials 

Component Description Position Unit 0 It 1 Unit 2 

T f, -1ZfA~ .

D72-40-1 Power to C-82 G-04 EDG Control Panel ON 

D72-40-3 Power to C-82 G-04 EDG Ctl Pnl Field Flashing ON 

D72-40-4 Power to 2A-06 4.16KV Bus Swgr (Safeguards) ON 

2B40 MCC Shunt Trip Relaying Scheme 
D72-40-5 (2B52-405M) 

D72-40-9 Power to C-82 G-04 EDG Ann/Gauge Control Panel ON 

D72-40-13 Alternate Power to D-28 G-03 EDG DC Distribution OFF 
Panel

C-81 (G-03 Sw2r Rm)

CS 2A52-87, G-03 Diesel Generator to Bus 2A-06 
Breaker (DSS Desired) 

Keyswitch 
for 2A52-87 (none) (DSS Desired) 

CS 1A52-80, G-03 Diesel Generator to Bus 1A-06 
Breaker (DSS Desired)

CS REMOTE
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POINT BEAGH NUCLEAR PLANT 
PERIODIC CHECKS 

SWITCH AND BREAKER ALIGNMENT CHECKS

PC 43 PART 2 
SAFETY RELATED 
Revision 33 
June 20, 2002

ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS 

Initials 
C Description i Component _ni 0 nt__l Ui2

1A-06 (G-03 Swgr Rm)

Racked In 

Alternate Power to Green light 
IA52-86 1A-06 from G-04 EDG Bkr Door: Red Locked 

Fuse Monitor Installed 

Racked In 
Power to IP-15B Safety Green Light IA52-85 Injection Pump 

Fuse Monitor Installed 

Racked In 

Bus 1A-06 Feed to Red Light 

1A52-84 forrlX'14 Station Service Local/Remote Switch in REMOTE • 

Xforrner_____________________ 
Local Control Switch in MID 

IAOO-82 Aux Relay Cabinet Fuse Monitor Installed (2) 

Racked In 

IA-06 Feed to MCC 
1A52-81 IB-40 Local/Remote Switch in REMOTE 

Local Control Switch in MID 

Racked In 

Normal Power to IA-06 Green light .  
1A52-80 From G-03 EDG Bkr Door. Red Locked 

Fuse Monitor Installed 

I A-04 to IA-06 Bus Racked In 
IA52-77 Tie Bkr. Red Light
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ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS

Initials 

Component Description Position Unit 0 r1unit 1 1Unit 2 

IB-40 (G-03 Swgr Rm)

1B52-407B

1B52-408K

Power to W- I 83A, G-03 EDG Rm Standby Exh Fan 

Power to K-5C. G-03 EDG Starting Air Compressor

Bkr: ON 
CS: ON 

Bkr. ON 

CS: AUTO

CONTINUOUS USEPage 34 of 39

Bkr: ON 

IB52-401B Power To W-183B G-03 EDG Rm Small Cap Exh Fan CS: AUTO 

Bkr: ON 

IB52-401D Power To W-1 83C G-03 EDG Rm Large Cap Exht Fan 

11352-402F, Power To XY-09 IY-24 D:B Vital Inst Distr Panel Xfmr ON 

IB52-402FR Power To I Y-24 DGB Vital Inst Distr Panel ON 

Bkr: ON 

1B52-403B Power To W-1 85A G-03 EDG Swgr Rm Oper Exh Fan 
CS: AUTO 

Power To HX-267A G-03 EDG Jacket Water Immersion Bkr: ON 
1B52-403F Hae 

Heater CS: AUTO 

Bkr: ON 
IB52-403H Power To G-03-GH G-03 EDG Generator Space Heater 

CS. AUTO 

Bkr: ON 
1B52-404M Power-To W-181AI G-03 EDG Radiator Fan 

CS: AUTO 

l3kr: ON 
1B52-404H Power To W-181A2 G-03 EDG Radiator Fan 

CS: AUTO 

Bkr. ON 

1B52-404M Power To W-181A3 G-03 EDG Radiator Fan CS. AUTO 

Bkr: ON 
1B52405D Power To P-206B G-03 EDG Fuel Oil Transfer Pump CS AUTO 

IB52-405F Power To HX-272A G-04 EDG FOTP/Day Tk Rm Unit Htr ON 

Bkr: ON 

1B52-406D Power To P-214A G-03 EDG Turbocharger O Fl Pump 

CS: ON 
Bkr: ON 

I B52-406F Power To P-215A G-04 EDG Lube Oil Circ Pump C-O 

Bkr: ON 
1B52-406H Power to W-183E, G-01/G-02 EDG FOTP Rm Exh Fan 

I CS: ON

I



POINT BEACH NUCLEAR PLANT PC 43 PART 2 

PERIODIC CHECKS SAFETY RELATED 
Revision 33 

SWITCH AND BREAKER ALIGNMENT CHECKS June 20, 2002 

ATTACHMENT A 

SWITCH AND BREAKER ALIGNMENT CHECKS 

Initials 

Component Description Position Unit 0 Unit 1 Unit 2 

IY-24 (on IB-40 in G-03 Swgr Rm) 

lY-24-6 Mtr Htrs for Radiator & Exhaust Fans ON j2 4 •'i.: 

D-28 (G-03 Swgr Rm) 

D72-28-1 Power to C-81 G-03 EDG Control Panel ON 

D72-28-3 Power to C-SI G-03 EDG Ctl Pnl Field Flashing ON 

D72-28-4 Power to IA-06 4.16KV Bus Swgr (Safeguards) ON 

IB40 MCC Shunt Trip Relaying Scheme ON 

D72-28-5 (IB52-405M) 

D72-28-9 Power to C-81 G-03 EDG Ann/Gauge Control Panel ON 

Alternate Power to D-40 G-04 EDG DC Distribution D7-28-13 Pae 4 
Panel 

IB30/2B30 (G-01/G-02 FOTP Room) 

2B52-302D Power To HX-271A G-01/G-02 EDG FOTP Rm Unit ONansfe 1B52302B Htr 
IB52-302D Power To P-206A G-01 EDG Fuel Oil Transfer Pump ON 

Power To HX-271IB G-0 I/Go02 EDG FOTP Rm Unit O 
2B52-302B Htr MWE I , 

2B52-302D Power To P-207A G-02 EDG Fuel Oil Transfer Pump ON d•

101/F89-112 

43/F89-112 

101/152-05 

43/H52-05 

10I/H52-20 

43/H52-20 

101/H52-22 

43/H52-22 

101/H52-21 

43/H52-21

Neta I
Neutral / 
Red Flag 

REMOTE 

Neutral / 
Red Flag 

REMOTE 

Neutral / 
Red Flag 

REMOTE 

Neutral! 
Red Flag 

REMOTE 

Neutral 

REMOTE

345KV Circuit Switch To IX03 

Remote/Local Select 

13.SKV Output Brkr From IX03 

Remote/Local Select 

H02 Bus Main Sply From 1X03 

Remote/Local Select 

IX04 Feed Breaker 

Remote/Local Select 

H02 - H01 Tie Breaker 

Remote/Local Select

i~1~~

-1--

CONTINUOUS USE
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SAFETY RELATED 
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June 20, 2002

ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS

Initials 

Component Description Position Unit 0 1 Unit I1I Unit 2 

C221 (H.01l Room. 13.8 Swer Blde)

101/-I52-10 H01 Bus Main Supply From G-05 Neutral _ 

Red Flag, 

431H52-10 Remote/Local Select REMOTE 

101/H52-11 X08 Feed Breaker Neutral / 
Re Fag 

43/1152-11 Remote/Local Select LOCAL 

C223 (H-03 Room, 13.8 SwEr BIde) 

101/H52-31 H03 - HO0 Tie Breaker Neutral 

43/1-152-31 Remote/Local Select REMOTE 

101/1152-32 2X04 Feed Breaker Neutral F Red Flag ____ 

43/H52-32 Remote/Local Select REMOTE 

101/1152-30 H01 Bus Main Sply From 2X03 Neutral / 

Red Flag- _ 

43/1152-30 Remote/Local Select REMOTE 

Neutral / 
101/H52-06 13.8KV Output Brkr From 2X03 RedtFl / 

Red FlagZ 

43/H52-06 Remote/Local Select REMOTE 

101/F89-152 345KV Circuit Switch To 2X03 Neutral / 
Red Fla, 

43/F89-152 Remote/Local Select REMOTE

Front of C-500 (G-05 Bldg) 

431/ISO4 Appendix R Isolation Switch 

52CS Main Generator Breaker 

41CS Generator Field Breaker

CONTINUOUS USE

I

Page 36 of 39



POINT BEACH NUCLEAR PLANT 
PERIODIC CHECKS

PC 43 PART 2 
SAFETY RELATED 
Revision 33

SWITCH AND BREAKER ALIGNMENT CHECKS June 20, 2002 

ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS
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PERIODIC CHECKS 

SWITCH AND BREAKER ALIGNMENT CHECKS
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ATTACHMENT A 
SWITCH AND BREAKER ALIGNMENT CHECKS

Initials 

Component Description Position Unit_ 0 Unit 1 Unit 2 

Control Room Switches 

1A52-57 IA-03 to IA-05 Bus Tie Breaker MID P ____ 

IA52-58 Bus IA-05 Feed to 1X-13 MID 

IP-15A IP-15A Safety Injection Pump (1A52-59) AUTO _ _ 

1A52-60 G-01 Diesel Generator to Bus IA-05 Breaker AUTO _ __ 

1A52-66 G-02 Diesel Generator to Bus IA-05 Breaker PULLOUT 

1A52-77 IA-04 to IA-06 Bus Tie Breaker MID___ 

1A52-54 Bus 1A04 Normal Feed to IA06 MID _F421 ft_ 

1A52-80 G-03 Diesel Generator to Bus IA-06 Breaker AUTO •SR-I____ 

IA52-81 IA-06 Feed to MCC IB-40 AUTO ____ I__M 

1A52-84 Bus IA-06 Feed to 1X-14 AUTO _ __ 

IP-15B IP-15B Safety Injection Pump (1A52-85) AUTO_ _ 

1A52-86 G-04 Diesel Generator to Bus IA-06 Breaker PULLOUT AM, 

2A52-67 G-02 Diesel Generator to Bus 2A-05 Breaker AUTO _ -___ 

2A52-73 G-01 Diesel Generator to Bus 2A-05 Breaker PULLOUT 

2P-15A 2P-15A Safety Injection Pump (2A52-74) AUTO_ I 

2A52-75 Bus 2A-05 Feed to 2X-13 MID 

2A52-76 2A-03 to 2A-05 Bus Tie Breaker MID__ 

2A52-87 G-03 Diesel Generator to Bus 2A-06 Breaker PULLOUT • _ -_ __ 

2P-15B 2P-15B Safety Injection Pump (2A52-88) AUTO - _ 

2A52-89 Bus 2A-06 Feed to 2X-14 AUTO _ 

2A52-92 2A-06 Feed to MCC 2B-40 AUTO M.___ I___ 

2A52-93 G-04 Diesel Generator to Bus 2A-06 Breaker AUTO • 

2A52-96 2A-04 to 2A-06 Bus Tie Breaker MID___, 

2A52-49 Bus 2A-04 Normal Feed to 2A-06 MID
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