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REGUIj UNITED STATES

NUCLEARREGULATORY COMMISSION
WASHINGTON, D. C. 20555

***+ February 12, 1992

TO: ALL LICENSEES OF OPERATING NUCLEAR POWER PLANTS AND

HOLDERS OF CONSTRUCTION PERMITS FOR NUCLEAR POWER

PLANTS

SUBJECT: GENERIC LETTER 89-10, SUPPLEMENT 4,
"CONSIDERATION OF VALVE MISPOSITIONING IN BOILING

WATER REACTORS"

In Generic Letter (GL) 89-10, "Safety-Related Motor-Operated Valve

(MOV) Testing and Surveillance," the staff recommended, among other

things, that any MOV in a safety-related system that is not blocked

from inadvertent operation from either the control room, the motor

control center, or the valve itself be considered capable of being

mispositioned (referred to as position-changeable MOVs) and be

included in licensees' MOV programs. When determining the maximum

differential pressure or flow for position-changeable MOVs, the

licensee should consider the fact that the MOV must be able to

recover from mispositioning. Supplement 1 to GL 89-10 limited the

prevention of inadvertent MOV operation within the context of the.

generic letter to the potential for MOV mispositioning from 
the

control room.

The Boiling Water Reactors Owners' Group (BWROG) submitted a

backfit appeal on the recommendations for position-changeable

valves. The staff, with the assistance of Brookhaven National

Laboratory (BNL), has reviewed and evaluated the issues concerning

mispositioning of valves from the control room and has determined

that the recommendations in GL 89-10 should be changed for boiling

water reactors (BWRs). The BNL study, which used probabilistic

risk assessment techniques, and the staff's evaluation were

included in a letter from NRC to the BWROG dated this same date.

The staff no longer considers the recommendations for inadvertent

operation of MOVs from the control room to be within the scope of

GL 89-10 for BWRs. However, the staff believes that consideration

of valve mispositioning benefits safety.

Modifying the provisions in GL 89-10 for valve mispositioning does

not affect the GL 89-10 provisions for licensees to review safety

analyses, emergency procedures, and other plant documentation to
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determine the design basis1 fluid conditions under which all MOVsin safety-related piping systems may intentionally be called uponto function. This position also does not supersede the NRC'sgeneric recommendations or regulations on valve mispositioning thatpertain to other issues such as intersystem loss-of-coolantaccidents (ISLOCA) or fire protection (10 CFR 50, Appendix R).

This modification to the recommendations addresses only BWR plants.The NRC will perform a similar review for pressurized waterreactors (PWR). The NRC staff will review results of the PWR studyand may revise GL 89-10, if warranted, appropriately to clarify theNRC's position regarding consideration of valve mispositioningwithin the scope of GL 89-10 for PWRs. The BWROG may complete thedesign basis reviews consistent with the position herein.

This generic letter contains no information collection requirementsand therefore is not subject to the requirements of the PaperworkReduction Act of 1980 (44 U.S.C. 3501 et seq.).

James G. Partlow
Asso-iate Director for Projects
Office of Nuclear Reactor Regulation

Design basis conditions are those conditions during bothnormal operation and abnormal events that are within the designbasis of the plant.
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Generic
Letter No.

LIST OF RECENTLY ISSUED GENERIC LETTERS

Date of
IssuanceSubject Issued To

88-01
SUPPLEMENT 1

NRC POSITION ON INTER-
GRANULAR STRESS CORROSION

02/04/92 ALL LICENSEES OF OP
BWRs & HOLDERS OF
CONST. PERMITS FOR
BWRs

91-19

91-18

91-17

91-16

91-15

91-14

91-13

91-12

91-11

INFO TO LICENSEES RE: NEW
TELEPHONE NOS. AT NRC
WHITE FLINT NORTH BLDG.

INFO TO LICENSEES RE TWO
NRC INSP MANUAL SECTIONS
ON RESOLUTION OF DEGRADED
AND NONCONFORMING CONDITIONS
AND ON OPERABILITY

GENERIC SAFETY ISSUE 29,
"BOLTING DEGRADATION OR
FAILURE IN NUCLEAR POWER
PLANTS"

LICENSED OPERATORS' AND
OTHER NUCLEAR FACILITY
PERSONNEL FITNESS FOR DUTY

OPERATING EXPERIENCE
FEEDBACK REPORT, SOLENOID-
OPERATED VALVE PROBLEMS AT
US REACTORS

EMERGENCY TELECOMMUNICA-
TIONS

12/19/91

11/07/91

10/17/91

10/03/91

09/23/91

09/23/91

ALL HOLDERS OF OP
LICENSES OR CONST.
PERMITS FOR NPRs

ALL NUCLEAR PWR
REACTOR LICENSEES
AND APPLICANTS

ALL HOLDERS OF OP
LICENSES OR CONST
PERMITS FOR NUCLEAR
POWER PLANTS

HOLDERS OP LIC OR
CONSTR. PERMITS FOR
NUC PWR/NPRs AND ALL
LICENSED OPERATORS
& SENIOR OPERATORS

ALL POWER REACTOR
LICENSEES AND
APPLICANTS

ALL HOLDERS OF OP
LICENSES OR CONST.
PERMITS

LICENSEES AND APPLI-
CANTS Braidwood, Byron
Catawba, Comanche Peak
Cook, Diablo, McGuire

ALL PWR REACTOR
AND APPLICANTS FOR
AN OPERATING LICENSE

ALL HOLDERS OF
OPERATING LICENSES

REQUEST FOR INFO RELATED 09/19/91
TO RESOLUTION OF GI130,
"ESSENTIAL SERVICE WATER
SYS FAILURES AT MUTLI-UNIT
SITES," PURSUANT TO 10CFR50.54(f)

OPERATOR LICENSING NAT.
EXAMINATION SCHEDULE

RESOLUTION OF GENERIC
ISSUES 48, "LCOs FOR CLASS
1E VITAL INSTRUMENT BUSES,"
and 49, "INTERLOCKS AND LCOs
FOR CLASS IE TIE BREAKERS"
PURSUANT TO 10CFR50.54(f)

08/27/91

07/18/91


