
April 25, 2003

Mr. R. T. Ridenoure
Division Manager - Nuclear Operations 
Omaha Public Power District
Fort Calhoun Station, FC-2-4 Adm.
P.O. Box 550
Fort Calhoun, NE  68023-0550

SUBJECT: REQUEST TO USE SUBSEQUENT EDITIONS AND ADDENDA
INCORPORATED BY REFERENCE IN 10 CFR 50.55a FOR FORT CALHOUN
STATION, UNIT 1 (TAC NO. MB7967)

Dear Mr. Ridenoure:

By letter dated February 14, 2003, Omaha Public Power District (OPPD), requested the NRC’s
approval to use a more recent edition and addenda of the American Society of Mechanical
Engineers (ASME) Section XI Code and Code for Operation and Maintenance of Nuclear Power
Plants (OM Code) for the fourth 120-month inservice inspection (ISI) and inservice test (IST)
interval for the Fort Calhoun Station, Unit 1.  The regulations in 10 CFR 50.55a(g)(4)(ii) and
50.55a(f)(4)(ii) state that ISI of systems and components and IST of pumps and valves must
comply with the requirements of the latest edition and addenda of the Code incorporated by
reference 12 months prior to the start of the 120-month inspection interval.  The 1998 Edition,
1999 Addenda, and 2000 Addenda of the Code was incorporated by reference October 28,
2002.  OPPD requested approval to use the 1998 Edition, through 2000 Addenda for the fourth
120-month ISI and IST interval because  the end date of the third interval is September 26,
2003, based on the commercial operation date of September 26, 1973.  However, as allowed
by ASME Code Section XI, IWA-2430, OPPD has extended the interval to October 31, 2003, to
be more consistent with the end of Refueling Cycle 21.  This allows the licensee to use the later
Edition and Addenda of the ASME Code, Section XI pursuant to 10 CFR 50.55a(g)(4)(i) without
requiring NRC approval.  This extension does not exceed more than one year nor does the third
10-year ISI/IST interval exceed more than eleven years and is, thus, permitted by ASME Code.

In accordance with the requirements of 10 CFR 50.55a(g)(4)(ii) and 50.55a(f)(4)(ii), the licensee
is required to use the 1998 Edition, 1999 Addenda, and 2000 Addenda for the fourth 120-month
ISI/IST interval scheduled to commence October 31, 2003.  As such, the staff has concluded
that OPPD does not need prior NRC approval to use the 1998 Edition, 1999 Addenda, and
2000 Addenda for the fourth 120-month ISI/IST interval since they are the edition and addenda
incorporated by reference 12 months prior to the start of the fourth 120-month interval.
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With the issuance of this letter we consider the technical review under TAC No. MB7967
complete.  If you have any questions, please contact me at (301) 415-1445.

Sincerely,

/RA/

Alan B. Wang, Project Manager, Section 2 
Project Directorate IV
Division of Licensing Project Management 
Office of Nuclear Reactor Regulation

Docket No. 50-285

cc:  See next page
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Ft. Calhoun Station, Unit 1

cc:
Winston & Strawn
ATTN:  James R. Curtiss, Esq.
1400 L Street, N.W.
Washington, DC  20005-3502

Chairman
Washington County Board
   of Supervisors
P.O. Box 466
Blair, NE  68008

Mr. John Kramer, Resident Inspector
U.S. Nuclear Regulatory Commission
P.O. Box 310
Fort Calhoun, NE  68023

Regional Administrator, Region IV
U.S. Nuclear Regulatory Commission
611 Ryan Plaza Drive, Suite 400
Arlington, TX  76011-4005

Ms. Sue Semerera, Section Administrator
Nebraska Health and Human Services
   Systems 
Division of Public Health Assurance
Consumer Services Section
301 Cententiall Mall, South
P.O. Box 95007
Lincoln, NE  68509-5007

Mr. David J. Bannister, Manager
Fort Calhoun Station
Omaha Public Power District
Fort Calhoun Station FC-1-1 Plant
P.O. Box 550
Fort Calhoun, NE  68023-0550

Mr. John B. Herman
Manager - Nuclear Licensing
Omaha Public Power District
Fort Calhoun Station FC-2-4 Adm.
P.O. Box 550
Fort Calhoun, NE  68023-0550

Mr. Daniel K. McGhee
Bureau of Radiological Health
Iowa Department of Public Health
401 SW 7th Street, Suite D
Des Moines, IA  50309

Mr. Richard P. Clemens
Division Manager - Nuclear Assessments
Omaha Public Power District
Fort Calhoun Station
P.O. Box 550
Fort Calhoun, NE  68023-0550


