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(Deleted).

5.5.4 Radioactive Effluent Controls Program
This program conforms to 10 CFR 50.36a for the control of
radioactive effluents and for maintaining the doses to members
of the public from radioactive effluents as low as reasonably
achievable. The program shall be contained in the ODCM, shall be
implemented by procedures, and shall include remedial actions to
be taken whenever the program limits are exceeded. The program
shall include the following elements:
a. Limitations on the functional capability of radioactive liquid and
gaseous monitoring instrumentation including surveillance tests
and setpoint determination in accordance with the methodology in
the ODCM;
b. Limitations on the concentrations of radioactive material released
in liquid effluents to unrestricted areas, conforming to ten times
the concentration values in Appendix B,Table 2, Column 2 to
10 CFR 20.1001-20.2402;

(continued)
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Amendment No. 234, 239, 245
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5.5 Programs and Manuals (continued)
5.5.3 (Deleted).
5.5.4

Radioactive Effluent Controls Program .
This program conforms to 10 CFR 50.36a for the control of
radioactive effluents and for maintaining the doses to members
of the public from radioactive effluents as low as reasonably
achievable. The program shall be contained in the ODCM, shall be
implemented by procedures, and shall include remedial actions to
be taken whenever the program limits are exceeded. The program
shall include the following elements:
a. Limitations on the functional capability of radioactive liquid and
gaseous monitoring instrumentation including surveillance tests
and setpoint determination in accordance with the methodology in
the ODCM;
b. Limitations on the concentrations of radioactive material released
in liquid effluents to unrestricted areas, conforming to ten times
the concentration values in Appendix B,Table 2, Column 2 to
10 CFR 20.1 001-20.2402;

(continued)
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5.5 Programs and Manuals (continued)

I. -

5.5.3 (Deleted).
5.5.4 Radioactive Effluent Controls Program

This program conforms to 10 CFR 50.36a for the control of
radioactive effluents and for maintaining the doses to
members of the public from radioactive effluents as low as
reasonably achievable. The program shall be contained in the
ODCM, shall be implemented by procedures, and shall include
remedial actions to be taken whenever the program limits are
exceeded. The program shall include the following elements:
a. Limitations on the functional capability of radioactive liquid
and gaseous monitoring instrumentation including
surveillance tests and setpoint determination in accordance
with the methodology in the ODCM;
b. Limitations on the concentrations of radioactive material
released in liquid effluents to unrestricted areas,
conforming to ten times the concentration values in
Appendix B,Table 2, Column 2 to 10 CFR 20.1 00120.2402;

(continued)
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Amendment No. 212, 226, 240

