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1) THE EVALUATION BOUNDARY BEGINS AT THE FIRST
ISOLATION DEVICE WITHIN THE TRANSFORMER YARD.

2) COLOR CODE;
BLUE — 4KV SYSTEM COMPONENTS SUBJECT TO AMR.
GREEN — OFFSITE POWER SYSTEM COMPONENTS
SUBJECT TO AMR.
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