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L-03-139

U. S. Nuclear Regulatory Commission
Attention: Document Control Desk
Washington, DC 20555-0001

Subject: Beaver Valley Power Station, Unit No. 1 and No. 2
BV-1 Docket No. 50-334, License No. DPR-66
BV-2 Docket No. 50412, License No. NPF-73
Withdrawal of License Amendment Request Nos. 303 and 174

On March 11, 2003, by letter L-03-020, FirstEnergy Nuclear Operating Company
(FENOC) submitted License Amendment Request (LAR) Nos. 303 (Unit 1) and 174
(Unit 2). This LAR requested approval to apply the Westinghouse best-estimate large
break loss of coolant accident (BELOCA) analysis methodology to Beaver Valley Power
Station (BVPS) Units 1 and 2, and requested an amendment of the respective Technical
Specifications.

The subject submittal stated that a BELOCA analysis had been completed for each unit
assuming an atmospheric containment and that approval of the BELOCA LAR was
contingent upon approval of the containment conversion LAR (LAR Nos. 300 (Unit 1)
and 172 (Unit 2)). FENOC has since withdrawn the containment conversion portion of
LAR Nos. 300 and 172 by letter L-03-135. This letter withdraws the Technical
Specifications changes, including the regulatory commitment, proposed in the BELOCA
LAR (Nos. 303 and 174) from NRC review.

On August 5, 2003, FENOC met with the NRC staff to discuss the going forward plans
for containment conversion at BVPS. As discussed in the meeting, FENOC plans to re-
submit the BELOCA LAR following the submittal of a revised containment conversion
LAR. FENOC documented the topics discussed at the meeting in FENOC letter
L-03-127, dated August 22, 2003.

No new commitments are contained in this submittal. If there are any questions
concerning this matter, please contact Mr. Larry R. Freeland, Manager, Regulatory
Affairs/Performance Improvement at 724-682-5284.
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I declare under penalty of perjury that the foregoing is true and correct. Executed on
September i, 2003.

Sincerely,

William Pearce

c: Mr. T. G. Colburn, NRR Senior Project Manager
Mr. D. M. Kern, NRC Sr. Resident Inspector
Mr. H. J. Miller, NRC Region I Administrator
Mr. D. A. Allard, Director BRP/DEP
Mr. L. E. Ryan (BRP/DEP)


