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SERVICE WATER SUPPLY
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2. FLANGEP SPOOL PIECES FOR ULTRA SONIC FLOW
MEASURING PEVICE ARE OF BiolL &a

3. S.W. INLET 1SOLATION VALVES 2SW-721, 2SW-J22, 8 2SW-723 FOR HPSI
PUMPS MAY BE OPEN OR CLOSED. SEE ERGP2+G9E201.
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SYSTEM/AMR REPORT
EMERGENCY CORE COOLING/B2-R-2005-82

CONTAINMENT SPRAY SYSTEM/@2-R-2805-83

AUXILIARY BUILDING YENTILATION/P2-R-2005-17

SERVICE WATER/@2-R-2085-16
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LICENSE RENEWAL BOUNDARY

ARKANSAS NUCLEAR ONE
UNIT 2

RUSSELLVILLE, ARKANSAS
PIPING & INSTRUMENT DIAGRAM
- SERVICE WATER SYSTEM
DRAWING NO SHEET REVISION
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