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NOTES:
|. SEE &H. 1 OF THIS PW6. FOR NOTES

2. THIS ISOLATION VALVE 1S AN ACCEPTABLE
ALTERNATE CONFIGURATION.

LEGEND

SYSTEM/AMR REPORT
I |EMERGENCY DIESEL GENERATOR/@2-R-2005-09
IS |SERVICE WATER/P2-R-2005-16 =

LICENSE RENEWAL BOUNDARY

ARKANSAS NUCLEAR ONE
UNIT 2
RUSSELLVILLE, ARKANSAS

PIPING & INSTRUMENT DIAGRAM
EMERGENCY DIESEL GENERATOR
AUXILIARY SYSTEMS
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