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HALON FIRE SUPPRESSION SYSTEM CPC ROOM NO.2098C

NTS.

NOTES:
. SEE DRAWINGS M-2445 AND E-2581.SH 12 FOR ADDITIONAL
HALON SUPPRESSION SYSTEM INFORMATION.

2 I:ETECT(RS' 2XSH-3333K.J.E. § F ARE CEILING SMOKE
DETECTORS. DETECTORS 2XSH-3333C.D.G.{ H ARE FALSE

FLOOR SMOKE DETECTORS.
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