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. NOTES:

| 7L SEE VENDOR DWG. 66@8-M-2276-2 FOR INSTRUMENTS
INSIDE 2C187 AND 2C18B.

| 2. THE SAFETY RELIEF VALVE VENT LINE BLOWDOWN

, VALVE WILL BE INSTALLED AT CONVENIENT LOCATION
IN FRONT OF 2VEIA & 1B CONDENSING UNIT SKID TO

| ALLOW BLOWDOWNS DURING MAINTENANCE ACTIVITIES.

: REFERENCE DRAWING M2276-8(4).

3. DO NOT FULLY BACKSEAT VALVES 2C-38, 2AC-39,

2AC-41. AND 2AC-42.
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