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Document Control Desk
U.S. Nuclear Regulatory Commission
Mail Station O-P1-17
Washington, DC 20555-0001

Subject: Response to Draft Safety Evaluation Regarding Proposed Conversion to
Improved Standard Technical Specifications for Indian Point 2 (TAC
No. MB4739)

References: 1) NRC letter to Entergy Nuclear Operations, Inc., "Draft Safety
Evaluation (SE) Regarding Proposed Conversion to Improved
Standard Technical Specifications - Indian Point Nuclear Generating
Unit No. 2 (TAC No. MB4739)," dated October 2, 2003

2) Entergy letter (NL-03-158) to NRC, "Supplement 8 to the Indian
Point 2 License Amendment Request for Conversion to Improved
Standard Technical Specifications," dated October 8, 2003

Dear Sir:

By letter dated October 2, 2003 (Reference 1), the NRC transmitted to Entergy Nuclear
Operations, Inc. (Entergy) a draft safety evaluation (SE) for the proposed amendment
converting the Indian Point 2 (P2) Current Technical Specifications (CTS) to Improved
Technical Specifications (ITS) in accordance with NUREG 1431, "Standard Technical
Specifications-Westinghouse Plants," Rev. 2.

Entergy has reviewed the draft SER and has provided handwritten markups illustrating
Entergy's comments as Attachment 1, "Comments to Draft Safety Evaluation Report," to
this letter.

Entergy has also provided a copy of the Improved Technical Specifications with each
page annotated as Amendment 238 and a copy of the ITS Bases with each page
annotated as Revision 0 as Attachments 2 and 3, respectively. Except for the
annotation of the amendment number or revision number on each page, Attachments 2
and 3 are identical to the submittal transmitted in our letter to you dated October 8, 2003
(Reference 2).
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Attachment 4 to this letter is a handwritten markup of the P2 license showing changes
to the license conditions. As previously discussed with your staff, license condition
2.C(3) is being added to address: (a) the control of requirements relocated from the
technical specifications to licensee-controlled documents; and (b) effective dates of new
or modified Surveillance Requirements. These license conditions are identical to those
used at Indian Point 3 and other plants that have converted to ITS. Additionally, license
condition 2.D(2), Secondary Water Chemistry Monitoring, and license condition 2.L,
Leakage from Systems Outside Containment, are marked as deleted because these
requirements have been incorporated into the ITS as ITS 5.5.8 and ITS 5.5.2,
respectively. License condition 2.M, Post Accident Sampling, is marked deleted
because the requirement is being deleted as was justified in our conversion to ITS.

A copy of this submittal and the associated attachments are being submitted to the
designated New York State official.

There are no commitments contained in this letter.

Should you or your staff have any questions regarding this matter, please contact the
IP2 ITS Project Manager, Mr. William Blair at (914) 734-5336.

Sincerely,

r 9g ° 3

Fred R. Dacimo
Vice President, Operations

Attachments

cc: see page 3
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cc: (w/o attachments)

Mr. Hubert J. Miller
Regional Administrator-Region I
U.S. Nuclear Regulatory Commission
475 Allendale Road
King of Prussia, PA 19406-1498

Mr. Patrick D. Milano, Project Manager
Project Directorate I
Division Of Reactor Projects I / II
U.S. Nuclear Regulatory Commission
Mail Stop 0-8-C2
Washington, DC 20555-0001

Senior Resident Inspector
U.S. Nuclear Regulatory Commission
Indian Point Unit 2
P.O. Box 38
Buchanan, NY 10511-0308

Mayor, Village of Buchanan
236 Tate Avenue
Buchanan, NY 10511

Mr. Paul Eddy
State of New York Public Service Commission
3 Empire Plaza
Albany, NY 12223-1350

Mr. William M. Flynn, President
New York State Energy Research and Development Authority
17 Columbia Circle
Albany, New York 12203-6399
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SAFETY EVALUATION BY THE OFFICE OF NUCLEAR REACTOR REGULATION

RELATED TO AMENDMENT NO. 1 TO FACILITY OPERATING LICENSE DPR-26

INDIAN POINT NUCLEAR GENERATING UNIT NO. 2

ENTERGY NUCLEAR NORTHEAST

DOCKET NO. 50-247

1.0 INTRODUCTION

Indian Point Nuclear Generating Unit No. 2 (P2) has been operating with Technical
Specifications (TSs) issued with the full power operating license (DPR-26) on
September 24, 1973, as amended. By aplication dated March 27, 2002 (NL-02-016), as
supplemented by letters datede July 10, 2002 (NL-02-092),
October 10, 2002 (NL-02-130), October 28, 2002 (NL-02-133), November 26, 2002 (NL-02-148),
December 18, 2002 (NL-02-160), an ar0 January 27, 2003 (NL-03-002LFebruary 26,
2003 (NL-03-035), April 8, 2003 (NL-03-052),Nay 19, 2003 (NL-03-081),
June 23,2003 (NL-03-103), June 26,2003UNL-03-107),July 15,2003 (NL-03-0),

c4sco OClo'obei8 uust 6,2003 NL-03-127), September 11,2003 NL-03-137). Entergy Nuclear Northeast,
ta03bLIL-0o315~he licensee, proposed to convert the current Technical Specificaions (CTS) to improved

Technical Specifications (ITS). The conversion is based upon:

* NUREG-1431, "Standard Technical Specifications for Westinghouse Plants,"
Revision 2 (NUREG-1431), dated April 2001

* "Final Policy Statement on Technical Specification Improvements for Nuclear Power
Reactors," (Final Policy Statement), published on July 22,1993 (58 FR 39132), and

* 10 CFR 50.36, Technical Specifications," as amended July 19,1995 (60 FR 36953).

Hereafter, the proposed or improved TS for P2 are referred to as the ITS, the existing TS are
referred to as the CTS, and the improved standard TS, such as in NUREG-1431 are referred to
as the STS. The corresponding TS Bases are ITS Bases, CTS Bases, and STS Bases,
respectively. For convenience, a list of acronyms used in this safety evaluation (SE) is provided
in Attachment 1.

In addition to basing the ITS on the STS, the Final Policy Statement, and the requirements in 10
CFR 50.36, the licensee retained portions of the CTS as a basis for the ITS. Plant-specific
issues, including design features, requirements, and operating practices, were discussed with
the licensee during a series of telephone conference calls and a 3-day working meeting that
concluded on May 30, 2003. These plant-specific changes serve to clarify the ITS with respect
to the guidance in the Final Policy Statement and STS. Also, based on these discussions, the
licensee proposed matters of a generic nature that were not in the STS. The Nuclear Regulatory
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Commission (NRC) staff requested that the licensee submit such generic issues as proposed
changes to STS through the NRC/Nuclear Energy Institute's Technical Specifications Task
Force (TSTF). These generic issues were considered for specific applications in the P2 ITS.
Consistent with the Final Policy Statement, the licensee proposed transferring some CTS
requirements to licensee-controlled documents (such as the final safety analysis report (FSAR)
for P2, for which changes to the documents by the licensee are controlled by a regulation such
as 10 CFR 50.59 and may be changed without prior NRC approval). NRC-controlled
documents, such as the TS, may not be changed by the licensee without prior NRC approval. In
addition, human factors principles were emphasized to add clarity to the CTS requirements
being retained in the ITS, and to define more clearly the appropriate scope of the ITS. Further,
significant changes were proposed to the CTS Bases to make each ITS requirement clearer and
easier to understand.

The overall objective of the proposed amendment, consistent with the Final Policy Statement, is
to rewrite, reformat, and streamline the TSs for IP2 to be in accordance with 10 CFR 50.36.

Since the licensee prepared the March 27, 2002, application, a number of amendments to the
IP2 operating license were approved. Table 1 provides the subjects of the amendments and the
dates of issuance.

TABLE I

Amendment Description of Change Date[ No.I
225 One-time Extension of TS Surveillance Intervals 03/27/02

226 Secondary Leakage Limits & Steam Generator Tube Inservice 04/02/02
Surveillance Requirements

227 Credit For Soluble Boron and Bumup in Spent Fuel Pit 05/29/02

228 Power Range Neutron Flux High Setpoint with Inoperable Main 06/04/02
Steam Safety Valve

229 Fuel Storage Building Air Filtration System 06/05/02

230 Eddy Current Probe Size for S/G Tube Inspections 07/29/02

231 Reactor Vessel Material Surveillance Program 07/30/02

232 One-Time only Change to Frequency of ILRT 08/05/02

233 Gas Turbine Generator Fuel Oil Storage 09/18/02

234 Individual Control Rod Position Indication 11/07/02

235 Administrative Controls To Reflect Site Integration 12/17/02
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Amendment Description of Change l Date
No. l l _l

236 Relocate TS Requirements For Gas Turbine Generators to the 01/17/03
UFSAR

237 Power Uprate 05/22/03

The licensee has incorporated these amendments, as appropriate, it the ITS.

The NRC staffss evaluation of the application dated March 27, e ted in this SE. The
Marchi27,\2002 as sue r itin information (RAls) dat10, 2, 2002, September

Su 0.2, October 28, 2002, Novembe 26, 2002, Dcember 0
Ju002, Januar u 22, 2 , 2 a 2003 te Fede conditions implementing thn
dntifedion will make e rceable the following ass.s of the conversion: (1) the relocationof

requirements from the CTS and (2) the implementation schedule for new and revised anc
fsurveillance requirements (SRs) in th IS. pr

The Commission's proposed action on the IP2 application for an amendment dated p e
J a4,m3, g March 27, 2002, as supplemented by letters dated July 10, 2002, October 10, 2002, - I

.1Octobe 28, 2002, November 26, 2002, December 2002 January 27, 2003, Aril 8, 2003
caune 2dt003,haheusoth 2003,,was publishe in theFederalRegistero
expaine NRC staf The Federal Register notice also addressed beyon th e ifed b
la\,3 \ dntific inthe licensee'ssubmittals.e t

TDuringits review, the NRC staff relied on the Final Policy Statement and the STS as guidance
for acceptance of CTS changes. This SE provides a summary basis for the NRC staff s
conclusion that the licensee can develop ITS based on STS, as modified by plant-specific
changes, andt th th mofe ITS is acceptable for continued operation. The SE also
explains the NRC staffs conclusion that the ITS, which are based on the STS as modified by
plant-specific changes, are consistent with the IP2 current licensing basis and the requirements
of 10 CFR 50.36.

The NRC staff also acknowledges that, as indicated in the Final Policy Statement, the
conversion to STS is a voluntary process. Therefore, it is acceptable that the ITS differ from the
STS, to reflect the current licensing basis for IP2. The NRC staff approves the licensee's
changes to the CTS with modifications documented in the licensee's supplemental submittals

For the reasons stated infra in this SE, the NRC staff finds that the ITS issued with this license
amendment comply with Section 182a of the Atomic Energy Act, 10 CFR 50.36, and the
guidance in the Final Policy Statement, and that they are in accord with the common defense
and security and provide adequate protection of the health and safety of the public.

2.0 REGULATORY EVALUATION

Section 182a of the Atomic Energy Act requires that applicants for nuclear power plant operating
licenses will state:
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[S]uch technical specifications, including information of the amount, kind, and
source of special nuclear material required, the place of the use, the specific
characteristics of the facility, and such other information as the Commission
may, by rule or regulation, deem necessary in order to enable it to find that the
utilization . .. of special nuclear material will be in accord with the common
defense and security and will provide adequate protection to the health and safety
of the public. Such technical specifications shall be a part of any license issued.

In 10 CFR 50.36, the Commission established its regulatory requirements related to the content
of TS. In doing so, the Commission placed emphasis on those matters related to the prevention
of accidents and the mitigation of accident consequences. The Commission noted that
applicants were expected to incorporate into their TS "those items that are directly related to
maintaining the integrity of the physical barriers designed to contain radioactivity," as stated in
the Statement of Consideration, "Technical Specifications for Facility Licenses; Safety Analysis
Reports," (33 FR 18610, December 17,1968). Pursuant to 10 CFR 50.36, TSs are required to
include items in the following five specific categories related to station operation:
(1) safety limits, limiting safety system settings, and limiting control settings; (2) limiting

conditions for operation (LCOs); (3) SRs; (4) design features; and (5) administrative controls.
However, the rule does not specify the particular requirements to be included in a plant's TS.

For several years, NRC and industry representatives have sought to develop guidelines for
improving the content and quality of nuclear power plant TSs. On February 6,1987, the
Commission issued an interim policy statement on TS improvements, "Interim Policy Statement
on Technical Specification Improvements for Nuclear Power Reactors" (52 FR 3788). During
the period from 1989 to 1992, the utility owners groups and the NRC staff developed improved
STS, such as NUREG-1431, that would establish models of the Commission's policy for each
primary reactor type. In addition, the NRC staff, licensees, and owners groups developed
generic administrative and editorial guidelines in the form of a "Writer's Guide" for preparing TSs,
which gives greater consideration to human factors principles and was used throughout the
development of licensee-specific ITS.

In September 1992, the Commission issued NUREG-1431, Revision 0, which was developed
using the guidance and criteria contained in the Commission's Interim Policy Statement. The
STS in NUREG-1431 were established as a model for developing the ITS for Westinghouse
plants in general. The STS reflect the results of a detailed review of the application of the interim
policy statement criteria to generic system functions, which were published in a "Split Report"
issued to the nuclear steam system supplier owners groups in May 1988. STS also reflect the
results of extensive discussions concerning various drafts of STS, so that the application of the
TS criteria and the Writer's Guide would consistently reflect detailed system configurations and
operating characteristics for all reactor designs. As such, the generic Bases presented in
NUREG-1431 provides an abundance of information regarding the extent to which the STS
present requirements that are necessary to protect public health and safety. The STS in
NUREG-1431 applies to IP2.

On July 22, 1993, the Commission issued its Final Policy Statement, expressing the view that
satisfying the guidance in the policy statement also satisfies Section 182a of the Act and
10 CFR 50.36 (58 FR 39132). The Final Policy Statement described the safety benefits of the
STS, and encouraged licensees to use the STS as the basis for plant-specific TS amendments,
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and for complete conversions to ITS based on the STS. Further, the Final Policy Statement
gave guidance for evaluating the required scope of the TS and defined the guidance criteria to be
used in determining which of the LCOs and associated SRs should remain in the TSs. The
Commission noted that, in allowing certain items to be relocated to licensee-controlled
documents while requiring that other items be retained in the TSs, it was adopting the qualitative
standard enunciated by the Atomic Safety and Licensing Appeal Board in Portland General
Electric Co. (Trojan Nuclear Plant), ALAB-531, 9 NRC 263, 273 (1979). There, the Appeal Board
observed:

[T]here is neither a statutory nor a regulatory requirement that every operational detail set
forth in an applicant's safety analysis report (or equivalent) be subject to a technical
specification, to be included in the license as an absolute condition of operation which is
legally binding upon the licensee unless and until changed with specific Commission
approval. Rather, as best we can discern it, the contemplation of both the Act and the
regulations is that technical specifications are to be reserved for those matters as to
which the imposition of rigid conditions or limitations upon reactor operation is deemed
necessary to obviate the possibility of an abnormal situation or event giving rise to an
immediate threat to the public health and safety.

By this approach, existing LCO requirements that fall within or satisfy any of the criteria in the
Final Policy Statement should be retained in the TSs; those LCO requirements that do not fall
within or satisfy these criteria may be relocated to licensee-controlled documents. The
Commission codified the four criteria in 10 CFR 50.36 (60 FR 36953, July 19, 1995). The four
criteria are as follows:

Criterion 1

Installed instrumentation that is used to detect, and indicate in the control room, a
significant abnormal degradation of the reactor coolant pressure boundary.

Criterion 2

A process variable, design feature, or operating restriction that is an initial
condition of a design basis accident or transient analysis that either assumes the
failure of or presents a challenge to the integrity of a fission product barrier.

Criterion 3

A structure, system, or component that is part of the primary success path and
which functions or actuates to mitigate a design basis accident or transient that
either assumes the failure of or presents a challenge to the integrity of a fission
product barrier.

Criterion 4

A structure, system, or component which operating experience or probabilistic
safety assessment has shown to be significant to public health and safety.
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Part 3.0 of this SE explains the NRC staff's conclusion that the conversion of the IP2 CTS to ITS
based on STS, as modified by plant-specific changes, is consistent with the P2 current
licensing basis and the requirements and guidance of the Final Policy Statement and
10 CFR 50.36.

3.0 TECHNICAL EVALUATION

The NRC staffs ITS review evaluates changes to CTS that fall into five categories defined by the
licensee and includes an evaluation of whether existing regulatory requirements are adequate for
controlling future changes to requirements removed from the CTS and placed in licensee-
controlled documents.

The NRC staffs review also identified the need for clarifications and additions to the
March 27, 2002, application in order to establish an appropriate regulatory basis for translation

of CTS requirements into ITS. Each change proposed in the amendment request is identified as
either a discussion of change (DOC) to the CTS or a justification for difference from the ST

e The NRC saffs coments were documented as RAls and forwarded ing letter'dated Au ust 6,
200, September 26, 2002, October 3, 2002, Octobe, 2002, October 17, 200,Z, October 22,
2002, December 31, 2002, January 22, 2003, and Maa 2003. The licensee provide 

respnse to he ~lsin letters datedluly 10, 2002, October 10, 2002 >;
Octoer 8, 002 Noembr 26, 2002, December 2002, January 27. 2003.Arl8 03

np°' June 23,2003. and August 6, 2003. The letters clarified the licensee's bases for translating the
C> S requirements into ITS. The NRC staff finds that the licensee's submittals, including the
responses to the RAls, licensee clarifications and responses through working conference phone
calls, and a 3-day working meeting from May 28 through May 30, 2003, that was held with the
staff at the NRC Headquarters in Rockville, Maryland, provide sufficient detail to allow the staff to
reach a conclusion regarding the adequacy of the licensee's proposed changes to the CTS.

The license amendment application was organized such that changes were included in each of
the following CTS change categories, as appropriate:

1. Administrative Changes, (Designator: A.n) are changes to the CTS that do not
result in new requirements or change operational restrictions or flexibility (i.e.,
nontechnical changes in the presentation of CTS requirements);

2. More Restrictive Changes, (Designator: M.n) are changes to the CTS that
establish a new requirement, require new or more frequent testing, or reduce
operational flexibility (i.e., additional TS requirements);

3. Less Restrictive Changes, (Designator: L.n) are changes to the CTS that
eliminate existing requirements, require less or less frequent testing, or increase
operational flexibility (i.e., changes, deletions, and relaxations of CTS
requirements);

4. Less Restrictive Administrative Changes, (Designator: LA.n) are changes to the
CTS that relocate details out of the CTS and into the Bases, FSAR, or other
appropriate licensee-controlled documents (i.e., design details, system
descriptive details, and procedural details);
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5. Relocated Items from TSs, (Designator: R.n) are relaxations in which whole CTS
specifications (the LCO, and associated actions and SRs) are removed from the
CTS (an NRC-controlled document) and placed in licensee-controlled
documents.

The changes to the CTS that are in the ITS conversion for P2 for each of the above categories
are listed in the following five tables attached to this SE:

* Table A of Administrative Changes to the CTS
* Table M of More Restrictive Changes to the CTS
* Table L of Less Restrictive Changes to the CTS
* Table LA of Removed Details and Less Restrictive Administrative Changes to the CTS
* Table R of( located ter from the CTS

These tables provide a summary description of the proposed changes to the CTS, the specific
CTS that are being changed, and the specific ITS that incorporate the changes. The tables are
only meant to summarize the changes being made to the CTS. The details, as to what the
actual changes are and how they are being made to the CTS or ITS, are provided in the
licensee's application and supplemental letters.

The general categories of changes to the licensee's CTS requirements listed in Tables A, M, L,
LA and R, are described in A through E below. The control of specifications, requirements and
information relocated from the CTS is described in F below, and other TS changes (i.e., beyond
scope changes) are described in G below.

A. Administrative Changes to the CTS

Administrative (nontechnical) changes are intended to incorporate human factors principles into
the form and structure of the ITS so that plant operations personnel can use them more easily.
These changes are editorial in nature or involve the reorganization or reformatting of CTS
requirements without affecting technical content or operational restrictions. Every section of the
ITS reflects this type of change. In order to ensure consistency, the NRC staff and the licensee
have used the STS as guidance to reformat and make other administrative changes. Among the
changes proposed by the licensee are found acceptable by the NRC staff are:

1. Identifying plant-specific wording for system names, etc.;

2. Splitting up requirements currently grouped under a single current specification to more
appropriate locations in two or more specifications of ITS;

3. Combining related requirements currently presented in separate specifications of the
CTS into a single specification of ITS;

4. Presentation changes that involve rewording or reformatting for clarity (including moving
an existing requirement to another location within the TS) but which do not involve a
change in requirements;
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5. Wording changes and additions that are consistent with CTS interpretation and practice,
and that more clearly or explicitly state existing requirements;

6. Deletion of TS whose applicability has expired; and

7. Deletion of redundant TS requirements that exist elsewhere in the TS.

Table A lists the administrative changes being made in the P2 ITS conversion. Table A is
organized in ITS order by each A-type DOC to the CTS, and provides a summary description of
the administrative change that was made, and CTS and ITS references. The NRC staff
reviewed all of the administrative and editorial changes proposed by the licensee and finds them
acceptable because they are compatible with the Writer's Guide and the STS, do not result in
any change in operating requirements, and are consistent with the Commission's regulations.

B. More Restrictive Changes to the CTS

The licensee, in electing to implement the specifications of the STS, proposed a number of
requirements more restrictive than those in the CTS. The ITS requirements in this category
include requirements that are either new, more conservative than corresponding requirements in
the CTS, or that have additional restrictions that are not in the CTS but are in the STS.
Examples of more restrictive requirements are placing an LCO on plant equipment which is not
required by the CTS to be operable, more restrictive requirements to restore inoperable
equipment, and more restrictive SRs. Table M lists the more restrictive changes being made in
the P2 ITS conversion. Table M is organized in ITS order by each M-type DOC to the CTS and
provides a summary description of the more restrictive change that was adopted, and the CTS
and ITS references. These changes are additional restrictions on plant operation that enhance
safety and are acceptable.

C. Less Restrictive Changes to the CTS

Less restrictive requirements include deletions and relaxations to portions of the CTS
requirements that are being retained in the ITS. When requirements have been shown to give
little or no safety benefit, their relaxation or removal from the TSs may be appropriate. In most
cases, relaxations previously granted to individual plants on a plant-specific basis were the result
of: (1) generic NRC actions, (2) new NRC staff positions that have evolved from technological
advancements and operating experience, or (3) resolution of the owners groups comments on
the STS. The NRC staff reviewed generic relaxations contained in the STS and found them
acceptable because they are consistent with current licensing practices and the Commission's
regulations. The P2 design was also reviewed to determine if the specific design basis and
licensing basis for P2 are consistent with the technical basis for the model requirements in the
STS, and thus provide a basis for the ITS.

All of the less restrictive changes to the CTS have been evaluated and found to involve deletions
and relaxations to portions of the CTS requirements that can grouped in the following six
categories:

(1) Relaxation of Modes of Applicability (Category I)



-9-

(2) Relaxation of Surveillance Requirement (Category 11)

(3) Relaxation of Completion Time (Category 111)

(4) Relaxation of Required Actions (Category IV)

(5) Relaxation of LCO (Category V)

(6) Relaxation of CTS Reporting Requirements (Category VI)

The following discussions address why portions of various specifications within each of these
six categories sforor specific requirements are not required to be included in ITS.

(1) Relaxation of Modes of Applicability (Category I)

Reactor operating conditions are used in CTS to define when the LCO features are
required to be operable. CTS applicabilities can be specific defined terms of reactor
conditions: hot shutdown, cold shutdown, reactor critical or power operating condition.
Applicabilities can also be more general. Depending on the circumstances, CTS may
require that the LCO be maintained within limits in all modes" or any operating mode."
Generalized applicability conditions are not contained in STS, therefore ITS eliminates
CTS requirements such as "all modes" or "any operating mode," replacing them with ITS
defined modes or applicable conditions that are consistent with the application of the
plant safety analysis assumptions for operability of the required features.

In another application of this type of change, CTS requirements may be eliminated during
conditions for which the safety function of the specified safety system is met because
the feature is performing its intended safety function. Deleting applicability requirements
that are indeterminate or which are inconsistent with application of accident analyses
assumptions are acceptable because when LCOs cannot be met, the TS are satisfied
by existing the applicability thus taking the plant out of the conditions that require the
safety system to be operable. These changes are consistent with STS and changes
specified as Category I are acceptable.

(2) Relaxation of Surveillance Requirement (Category 11)

Prior to placing the plant in a specified operational mode or other condition stated in the
Applicability of an LCO, and in accordance with the specified SR Frequency thereafter,
the CTS require verifying the Operability of each LCO-required component by meeting
the SRs associated with the LCO. This usually entails performance of testing to
demonstrate the Operability of the LCO-required components, or the verification that
specified parameters are within LCO limits. A successful demonstration of Operability
requires meeting the specified acceptance criteria as well as any specified conditions for
the conduct of the test. Relaxations of CTS SRs include relaxing both the acceptance
criteria and the conditions of performance. These CTS SR relaxations are consistent
with STS.
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Relaxations of CTS SR acceptance criteria provide operational flexibility, consistent with
the guidance of the STS, but do not reduce the level of assurance of Operability provided
by the successful performance of the surveillance. Such revised acceptance criteria
are acceptable because they remain consistent with the application of the plant safety
analysis assumptions for Operability of the LCO-required features.

Relaxations of CTS SR performance conditions include not requiring testing of de-
energized equipment (e.g., instrumentation Channel Checks) and equipment that is
already performing its intended safety function (e.g., position verification of valves locked
in their safety actuation position). These changes are acceptable because the existing
surveillances are not necessary to ensure the capability of the affected components to
perform their intended functions. Another relaxation of SR performance conditions is the
allowance to verify the position of valves in high radiation areas by administrative means.
This change is acceptable because the administrative controls that implement the
requirements of 10 CFR Part 20 [paragraph 20.1601] regarding access to high radiation
areas make the likelihood of mispositioning such valves negligible.

Finally, the ITS permits the use of an actual as well as a simulated actuation signal to
satisfy SRs for automatically actuated systems. This is acceptable because TS required
features cannot distinguish between an actual" signal and a test' signal.

These relaxations of CTS SRs optimize test requirements for the affected safety
systems and increase operational flexibility. Therefore, because of the reasons stated,
less restrictive changes falling within Category II are acceptable.

(3) Relaxation of Completion Time (Category ll)

Upon discovery of a failure to meet an LCO, STS specify times for completing required
Actions of the associated TS conditions. Required Actions of the associated conditions
are used to establish remedial measures that must be taken within specified completion
times (allowed outage times). These times define limits during which operation in a
degraded condition is permitted.

Adopting completion times from the STS is acceptable because completion times take
into account the operability status of the redundant systems of TS required features, the
capacity and capability of remaining features, a reasonable time for repairs or
replacement of required features, and the low probability of a design-basis accident
(DBA) occurring during the repair period. These changes are consistent with STS, and
allowed outage time extensions specified as Category IlIl are acceptable.

(4) Relaxation of Required Actions (Category IV)

CTS require that in the event specified LCOs are not met, penalty factors to reactor
operation, such as resetting setpoints, and power reductions shall be initiated as the
method to reestablish the appropriate limits. The ITS are constructed to specify actions
for conditions of required features made inoperable. Adopting ITS action requirements
for existing LCO applicabilities is acceptable because the plant remains within analyzed
parameters by performance of required actions, or the actions are constructed to
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minimize risks associated with continued operation while providing time to repair
inoperable features. Such actions add margin to safety or verify equipment status such
as interlock status for the mode of operation, thereby providing assurance that the plant
is configured appropriately or operations that could result in a challenge to safety
systems are exited in a time period that is commensurate with the safety importance of
the system. Additionally, other changes to TS actions include placing the reactor in a
mode where the specification no longer applies, usually resulting in an extension to the
time period for taking the plant into shutdown conditions. These actions are
commensurate with industry standards for reductions in thermal power in an orderly
fashion without compromising safe operation of the plant. These changes are consistent
with STS and changes specified as Category IV are acceptable.

[ Le-tecKc- so-se

(5) Relaxation of LCO (Category V)

CTS contain LCOs that are overly restrictive because they specify limits on operational
and system parameters and on system Operability beyond those necessary to meet
safety analysis assumptions. CTS also contain administrative controls that do not
contribute to the safe operation of the plant. The ITS, consistent with the guidance in the
STS, omit such operational limits and administrative controls. This category of change
includes (1) deletion of equipment or systems addressed by the CTS LCOs which are
not required or assumed to function by the applicable safety analyses; (2) addition of
explicit exceptions to the CTS LCO requirements, consistent with the guidance of the
STS and normal plant operations, to provide necessary operational flexibility but without a
significant safety impact; and (3) deletion of miscellaneous administrative controls such
as reporting requirements - that are sometimes contained in action requirements - but
have no affect on safety. Deletion of such administrative controls allows operators to
more clearly focus on issues important to safety. The ITS LCOs and administrative
controls resulting from these changes will continue to maintain an adequate degree of
protection consistent with the safety analysis while providing an improved focus on
issues important to safety and necessary operational flexibility without adversely affecting
the safe operation of the plant. Therefore, less restrictive changes falling within Category
V are acceptable.

(6) Relaxation of CTS Reporting Requirements (Category VI)

CTS include requirements to submit Special Reports when specified limits are not met.
Typically, the time period for the report to be issued is within 30 days. However, the STS
eliminates the TS administrative control requirements for Special Reports and instead
relies on the reporting requirements of 10 CFR 50.73. ITS changes to reporting
requirements are acceptable because 10 CFR 50.73 provides adequate reporting
requirements, and the special reports do not affect continued plant operation. Therefore,
this change has no impact on the safe operation of the plant. Additionally, deletion of TS
reporting requirements reduces the administrative burden on the plant and allows efforts
to be concentrated on restoring TS required limits. These changes are consistent with
STS and changes specified as Category VI are acceptable.



-

-12-

D. Removed Details and Less Restrictive Administrative Changes to the CTS

When requirements have been shown to give little or no safety benefit, their removal from the TS
may be appropriate. In most cases, relaxations previously granted to individual plants on a
plant-specific basis were the result of (1) generic NRC actions, (2) new staff positions that have
evolved from technological advancements and operating experience, or (3) resolution of the
Owners Groups comments on STS. The NRC staff reviewed generic relaxations contained in
STS and found them acceptable because they are consistent with current licensing practices
and the Commission's regulations. The design was also reviewed to determine if the specific
design basis and licensing basis are consistent with the technical basis for the model
requirements in STS, and thus provide a basis for ITS. Changes to the CTS that involve the
removal of specifications, specific requirements and detailed information from individual
specifications were all evaluated and grouped within the following Types 1 through 4:

Type 1 Details of System Design and System Description Including Design Limits

Type 2 Descriptions of System or Plant Operation

Type 3 Procedural Details for Meeting TS Requirements and Related Reporting
Requirements

Type 4 Relocated Redundant Requirements

The following discussions address why each of the four types of information or specific
requirements are not required to be included in ITS .

Details of System Desion and System Description Including Design Limits (Type 1)

The design of the facility is required to be described in the FSAR by 10 CFR 50.34. In addition,
the quality assurance (QA) requirements of Appendix B to 10 CFR Part 50 require that plant
design be documented in controlled procedures and drawings, and maintained in accordance

Q4;4tt ,=, ith an NRC-approved QA Program (OR RTraptt77). In 10 CFR 50.59, controls are
uf Ad\ Specified for changing the facility as escribed in the FSAR which includes the new Technical

Requirements Manual (TRM) by reference, and in 10 CFR 50.54(a) criteria are specified for
changing the QA Program. In the ITS, the Bases also contain descriptions of system design.
The P2 administrative controls specification ITS 5.5.12 specifies controls for changing the
Bases. Removing details of system design from the CTS is acceptable because this
information will be adequately controlled by NRC requirements, the FSAR, controlled design
documents and drawings, or the TS Bases, as appropriate. Cycle-specific design limits are
moved from the CTS to the Core Operating Limits Report (COLR) in accordance with Generic
Letter (GL) 88-16. ITS Administrative Controls are revised to include the programmatic
requirements for controlling the COLR.

Descriptions of System or Plant Operation (Type 2)

The plans for the normal and emergency operation of the facility are required to be described in
the FSAR by 10 CFR 50.34. ITS 5.4.1.a requires written procedures to be established,
implemented, and maintained for plant operating procedures including procedures
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recommended in Regulatory Guide (RG) 1.33, Revision 0, Appendix A, November 1972.
Controls specified in 10 CFR 50.59 apply to changes in procedures as described in the FSAR.
In the ITS, the Bases also contain descriptions of system operation. CTS provides lists of
acceptable devices that may be used to satisfy LCO requirements. The ITS reflect the STS
approach to provide LCO requirements that specify the protective limit that is required to meet
safety analysis assumptions for required features. The protective limits replace the lists of
specific devices previously found to be acceptable to the NRC staff for meeting the LCO. The
ITS changes provide the same degree of protection required by the safety analysis and provide
flexibility for meeting limits without adversely affecting operations since equivalent features are
required to be operable. It is acceptable to remove details of system operation from the TS
because this type of information will be adequately controlled in the FSAR, plant operating
procedures, and the TS Bases, as appropriate.

Procedural Details for Meeting TS Requirements & Related Reporting Requirements (Type 3)

Details for performing action and SRs are more appropriately specified in the plant procedures
required by ITS 5.4.1, the FSAR, and the ITS Bases. For example, control of the plant
conditions appropriate to perform a surveillance test is an issue for procedures and scheduling
and has previously been determined to be unnecessary as a TS restriction. As indicated in
GL 91-04, allowing this procedural control is consistent with the vast majority of other SRs that
do not dictate plant conditions for surveillances. Prescriptive procedural information in an action
requirement is unlikely to contain all procedural considerations necessary for the plant operators
to complete the actions required, and referral to plant procedures is therefore required in any
event. Other changes to procedural details include those associated with limits retained in the
ITS. For example, the ITS requirement may refer to programmatic requirements such as
COLR, included in ITS Section 5.5, which specifies the scope of the limits contained in the
COLR and mandates NRC approval of the analytical methodology. The QA Program is
approved by the NRC and changes to the QA Program are controlled by
10 CFR 50.54(a). The Offsite Dose Calculation Manual (ODCM) is required by ITS
Section 5.5.1. The TRM is incorporated by reference into the FSAR, and changes to the TRM
are controlled by 10 CFR 50.59. The Inservice Test (IST) program is required by ITS 5.5.6 and
is controlled by ITS 5.4.1.e.

The removal of these kinds of procedural details from the CTS is acceptable because they will
be adequately controlled by NRC requirements, the FSAR, plant procedures, ITS Bases and
COLR, as appropriate. This approach provides an effective level of regulatory control and
provides for a more appropriate change control process. Similarly, removal of reporting
requirements from LCOs is appropriate because ITS 5.6, 10 CFR 50.36, and 10 CFR 50.73
adequately cover the reports deemed to be necessary.

Relocated Redundant Requirements (Type 4)

Certain CTS administrative requirements are redundant to regulations and thus are relocated to
the FSAR or other appropriate licensee-controlled documents. The Final Policy Statement
allows licensees to relocate, to licensee-controlled documents, CTS requirements that do not
meet any of the criteria for mandatory inclusion in the TS. Changes to the facility or to
procedures as described in the FSAR are made in accordance with 10 CFR 50.59. Changes



-14-

made in accordance with the provisions of other licensee-controlled documents are subject to
the specific requirements of those documents. For example, 10 CFR 50.54(a) governs changes
to the QA plan, and ITS 5.5.12 governs changes to the ITS Bases. Therefore, relocation of the
administrative details identified above, is acceptable.

CTS requirements that are not required to be in TS and that are or can be adequately controlled
by other regulatory or TS requirements, can be relocated to licensee-controlled documents.
Table LA lists the requirements and detailed information in the CTS that are being moved to
licensee-controlled documents and not retained in the ITS. Table LA is organized in ITS order by
each LA. It includes the following: (1) the ITS section or specification designation, as
appropriate, followed by the DOC identifier (e.g., 3.1.1 followed by LA.1 means ITS Specification
3.1.1, DOC LA.1); (2) CTS reference; (3) a summary description of the relocated details; (4) the
name of the document to contain the relocated details or requirements (new location); (5) the
regulation (or ITS section) for controlling future changes to relocated requirements (control
process); and (6) a characterization of the type of change.

The NRC staff has concluded that these types of detailed information and specific requirements
do not need to be included in the ITS to ensure the effectiveness of ITS to adequately protect the
health and safety of the public. Accordingly, these requirements may be moved to one of the
following licensee-controlled documents for which changes are adequately governed by a
regulatory or TS requirement:

* TS Bases controlled in accordance with ITS 5.5.12, Technical Specifications
(TS) Bases Control Program."

* FSAR (which includes the TRM) controlled by 10 CFR 50.59.
* Programmatic documents required by ITS Section 5.5 controlled by ITS

Section 5.4.
* Inservice Inspection (ISI) and Inservice Testing Programs controlled by

10 CFR 50.55a.
* Offsite Dose Calculation Manual controlled by ITS 5.5.1.
* Core Operating Limits Report controlled by ITS 5.6.5.
* QA plan, as approved by the NRC and referenced in the FSAR, controlled by

10 CFR Part 50, Appendix B, and 10 CFR 50.54(a).
* Site Emergency Plan controlled by 10 CFR 50.54(q).

To the extent that information has been relocated to licensee-controlled documents, such
information is not required to obviate the possibility of an abnormal situation or event giving rise
to an immediate threat to public health and safety. Further, where such information is contained
in LCOs and associated requirements in the CTS, the NRC staff has concluded that they do not
fall within any of the four criteria contained in 10 CFR 50.36 and discussed in the Final Policy
Statement (see Section 2.0 of this SE). Accordingly, existing detailed information, such as
generally described above, may be removed from the CTS and not included in the ITS.

E. Relocated Items from the CTS

The Final Policy Statement states that LCOs and associated requirements that do not satisfy or
fall within any of the four specified criteria (now contained in 10 CFR 50.36) may be relocated
from existing TS (an NRC-controlled document) to appropriate licensee-controlled documents.
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This section of the SE discusses the relocation of entire specifications in the CTS to
licensee-controlled documents. These specifications include the LCOs, Action Statements (i.e.,
Actions), and associated SRs. In its application and its supplements, the licensee proposed
relocating such specifications from the CTS to the FSAR, which includes the TRM, the Process
Control Program (PCP), and the ODCM, as appropriate. The NRC staff has reviewed the
licensee's submittals, and finds that relocation of these requirements to the FSAR, TRM, PCP,
and ODCM is acceptable in that changes to the FSAR, TRM, PCP, and ODCM will be
adequately controlled by 10 CFR 50.59, 10 CFR 50.54(a), 10 CFR 50.55a, and ITS 5.5.1 as
applicable. These provisions will continue to be implemented by appropriate station procedures
(i.e., operating procedures, maintenance procedures, surveillance and testing procedures, and
work control procedures).

Table R lists all specifications that are being relocated from the CTS to licensee-controlled
documents. Table R is organized by each R-type DOC to the CTS. Table R includes:
(1) reference to the DOC, (2) summary description of relocated CTS, (3) reference to the
relocated CTS sections, and (4) names of the documents that will contain the relocated
requirements (i.e., the new location).

The NRC staffs evaluation of each licensee-proposed relocated specification listed in Table R is
provided below.

(1) Relocates CTS 3.1.E, Reactor Coolant System (RCS) Maximum Reactor Coolant Oxygen.
Chloride and Fluoride Concentration, to a licenseeooTry 10 CFR 50.59 (i.e.,
TRM 3.4.A) (DOC R.1)

The licensee stated that RCS Maximum Reactor Coolant Oxygen, Chloride and Fluoride
Concentration, (including testing in CTS Table 4.1-2, Item 1) was included in the

en V!S Ag~ex A CTS because poor coolant w hemistr contributes to the long-term de-radation of s stem
~imaterials of constructi of immediate importance to the plant o erator

ater chemistry is moniore or a variety of reasons. One reason is to reduce the
poss t of failures in the RCS pressure boundary caused by corrosion. However, the

mistry monitoring activity isIa long-term preventative purpose rather than a mitia
feature.lased on this system functional description, the licensee proposed to relocate CTS
3.1.E, RCS Maximum Reactor Coolant Oxygen, Chloride and Fluoride Concentration, to the
FSAR (i.e., the TRM which is part of the UFSAR) and will be implemented b administrative
programs and plant procedures.

The NRC st finds the proposed relocaY to the UFSAR or TRM an ant procedures will
maintai e existing requirements for e Chemical and Volume trol System, and concurs
with t licensee that there is no c nge to the existing require nts and no change to the el
of fety of facility operation, arihat maintaining this requir ent in the UFSAR or TRM s

Acceptable because of the re uirements of 10 CFR 50.5

Based on the above review, the staff concurs with the licensee's justifications and concludes
that CTS 3.1.E requirements do not meet the criteria in 10 CFR 50.36(c)(2)(ii) for retention in the
ITS/ and, therefore, can be relocated to the plant
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(2) Relocates CTS 3.2, Chemical and Volume Control System, to a licenseel0
documentby 10 CFR 50.59 (i.e., TRM 3.1.B), (DOC R.2)

The licensee stated that CTS 3.2, Chemical and Volume Control Systeincludin associated 
testing requirements in CTS Table 4.1-1, items 12, 14, 17, and 20,ACTS Table 4.1-2, item 4),
was included in the CTS because the boration subsystem of the Chemical and Volume Control
System (CVCS) provides means o et one i TnT; of the V,3k)

to control the chemical neutron absorber (boron) concentration in the RCS to
maintain the shutdown margins.

reactivity control for normal operation (ioriii¶ makeup
and chemical shim reactivity control) Fn t ict .
However, this system is not assumed to mitigate any DBA or transient. Other systems (e.g., , i,
Safety Injection pumps) and other borated water sources Refueling Water Storage Tank
(RWST))are assumed in the safety analysis. In the case of a malfunction of the CVCS, which
causes a boron dilution event, the automatic response, or that performed by the operator, is to
close the appropriate valves in the reactor makeup system( ]eE before the
shutdown margin is lost.Zerations of thezaE svte is not assumed to mitie
this event The staff finds the proposed change acceptable because the UFSAR or TRM and
plant procedures will maintain the existing requirements for the CVCS. The staff concurs that
maintaining this requirement in the UFSAR or TRM is acceptable because any changes will be
controlled by the requirements of 10 CFR 50.59.

Based on the aove review, the sta concurs with the licensee's fications and concludes
Age a that CT .11 .A is not relied on t revent or to mitigate a or transient, does not m ee
sb;On crite in 10 CFR 5 c)(2) for retention in the ITS and, therefore, can be relocateo the

pt USFAR

(3) Relocates CTS 3.11 .A, Movable Incore Instrumentation, to a licensee t-ro-le)document,
by 10 CFR 50.59 (i.e., P2 UFSAR), (DOC R3)

The licensee stated that CTS 3.11 .A, Movable Incore Instrumentation (i.e., incore flux monitors),
was included in the CTS because the system is used for periodic surveillance of the power
distribution and calibration of the excore detectors. The proposed ITS 3.2.3, AXIAL FLUX
DIFFERENCE (AFD) (CAOC Methodology), will maintain existing requirements for periodic
surveillance of the core power distribution using the movable incore instrumentation and ITS
3.3.1, Reactor Protection System (RPS) Instrumentation (i.e., SR 3.3.1.3 and associated Note)
will maintain existing requirements for periodic calibration of the excore detectors using the
movable incore instrumentation. R Operability of the movable incore instrumentation,
except as needed to satisfy SRs in ITS 3.2.3 and ITS 3.3.1, is not assumed in any DBA analysis
and does not mitigate an accident: The staff finds the proposed relocation to the UFSAR and
plant procedures will maintain the existing requirements for the Movable Incore Instrumentation

iYe., incore flux monitors here is no change to the existing requirements and no change to the
level of safety of facility operation. Maintaining this requirement in the UFSAR is acceptable
because any changes will be controlled by the requirements of 10 CFR 50.59.

Based on the above review, the staff concurs with the licensee's justifications and concludes
that CTS 3.11 .A is not relied on to prevent or to mitigate a DBA or transient, does not meet the
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criteria in 10 CFR 50.36(c)(2)(ii) for retention in the ITS and therefore can be relocated to the

S (4) Relocates CTS 3.12,.Shock Suporessors (Snubbers) and the associated SR in CTS 4.12. to
a licensegedocbument~by 10 CFR 50.59 (i.e., the TRM 3.7.A), (DOC R4)

The licensee stated that CTS 3.12, Shock Suppressors (Snubbers) and the associated SRs in
CTS 4.12, were included in the CTS because snubbers are required to prevent unrestrained
pipe motion under dynamic loads as might occur during an earthquake or severe transient, while
allowing normal thermal motion. The consequences of an inoperable snubber can be an
increase in the probability of structural damage to piping in the event of dynamic or thermal
loads. However, a snubber is required only to the extent that it ensures the Operability of the
component being supported and an inoperable snubber may not result in the inoperability of the
supported component. Therefore, when a snubber is found inoperable,Dthe CTS OE

b ~1require that an engineering evaluation is performed determination of 5 ncingd
the snuber mode of failure, in order to determine if any safety-related component or system has
been adversely affected by the inoperability of the snubber. The engineering evaluation must
determine whether or not the snubber mode of failure has imparted a significant effect or

C@\ef t-% egradation on the supported component or system.

air;\&~ "~ be ;4 he staff finds the proposed relocation will sn aintain the existing requirements for the
It% 44.c ~2Se hock Suppressors (Snubbers) and the associated surveillances, and there is no change to the

existing requirements and no change to the level of safety of facility operation. Maintaining this
requirement in the C)EEiMTRM is acceptable because any changes will be controlled by the
requirements of 10 CFR 50.59.

Based on the above review, the staff concurs with the licensee's justifications and concludes
that CTS 3.12 and CTS 4.12 are not relied on to prevent or to mitigate a DBA or transient, do not
meet the criteria in 10 CFR 50.36(c)(2)(ii) for retention in the ITS and thereforecan be relocated
to the licensee-controlled TRM.

(5) Relocates CTS 3.14 and CTS 4.17, Hurricane Alert, to a licenseeontroii-e-ddocumentby 10
CFR 50.59 (i.e., TRM 5.4), (DOC R5)

The licensee stated that CTS 3.14 and CTS 4.17, Hurricane Alert, require notification of the NRC
and hourly monitoring of conditions if the National Weather Service issues a Hurricane Warning
for a hurricane with winds in excess of 87 knots within 320 nautical miles of the facility.
Additionally, CTS 3.14 requires that the plant is in the cold shutdown condition prior to arrival on
site of a hurricane with winds in excess of 87 knots. (The staff finds the proposed relocation to
the (S TRM and plant procedures will maintain the existing requirements for NRC
notification and monitoring of a potential hurricane and/or plant shutdown prior to arrival on site of
a hurricane vg insrexcess ef7 . Therefore, there is no change to the existing
requirements and no change to the level of safety of facility operation. Maintaining this
re uirement in the TRMis acceptable because e requirements of 10 CFR
are designe assure that changes to the SAR do not result in any of the fo g: change
to the Te cal Specification require s; significant increases in the pr lity or
cons ences of accidents prevj sly evaluated; the possibility of a or different kind of
a ident; or a si nificant du ion in a margin of safety. Additio-y, 1P2 rograms that

sI4 X&NeA g o4 It 10 CIA_ 9- E
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imleF~p~ttFSAR changes i ance with 10 C .59 require perioeubmittal of
U.i84R and Bases cha ng~s to the NRC for revi)

Based on the above review, the staff concurs with the licensee justifications and concludes that
CTS 3.14 and CTS 4.17 are not relied on to prevent or to mitigate a DBA or transient, do not
meet the criteria in 10 CFR 50.36(c)(2)(ii) for retention in the ITS and thereforezcan be relocated

controlled TRM.

(6) Relocates CTS 3.15, Meteorological Monitoring System. and Associated Surveillance
Requirements in CTS 4.19, to a licensee document controlled by 10 CFR 50.59 (i.e., TRM
3.3.A), (DOC R6)

The licensee stated that CTS 3.15, 'Meteorological Monitoring System," and associated SRs in
CTS 4.19 were included in the CTS to ensure the operability of the meteorological monitoring
instrumentation and the collection of meteorological data at the plant site. This data is used for
estimating potential radiation doses to the public resulting from routine or accidental releases of
radioactive materials to the atmosphere. A meteorological data collection program, as
described in this specification, is necessary to meet the requirements of 10 CFR 50.36a(a)(2),
Appendix E to 10 CFR Part 50 and 10 CFR Part 51 within the guidelines specified in RG 1.23,
Rev 0.

The licensee proposed to relocate the Meteorological Monitoring System and associated SRs to
the i.e TRM which is part of the UFSARY and will be implemented by administrative
programs and plant procedures. ,The staff finds the change acceptable because the UFSAR or
TRM and plant procedures will maintain the existing requirements for the Meteorological
Monitoring System and associated SRs, and there is no change to the existing requirements and
no change to the level of safety of facility operation. Maintaining this requirement in the UFSAR
or TRM is acceptable because any changes will be controlled by the requirements of 10 CFR
50.59.

Based on the above review, the staff concurs with the licensee's justifications and concludes
that CTS 3.15 and CTS 4.19 are not relied on to prevent or to mitigate a DBA or transient, do not
meet the criteria in 10 CFR 50.36(c)(2)(ii) for retention in the ITS and, therefore, can be
relocated toEthe licensee-controlled TRM.

(7) Relocates CTS 3.16,,Reactor Coolant System Vents. and the Associated Surveillance
Requirements in CTS 4.20. to a licensee-controlled document by 10 CFR 50.59 (i.e., TRM
34 B), (DOC R7)

that CTS 3.16, 'Reactor Coolant System Vents", n e associated SRs in
CTS 4.2,E included in the CTS because the or telVents are provided to
exhaust noncondensible gases from the primary coolant system. The operability of two reactor
coolant system vents from the reactor vessel head an-the reasrt er stFrs Censures
that capability exists to perform this function. The valve redundancy of the reactor coolant
system vents serves to minimize the probability of inadvertent or irreversible actuation while
ensuring that a failure of a vent valve power supply or control system does not prevent isolation
of the vent path. UFSAR 4.2.10 clarifies that the power-operated relief valve system, which is
maintained in TSs, as proposed ITS 3.4.11, can also act as atrdantbackup to the vessel
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head vent system. The need for a reactor head vent is consistent with the requirements of Item
II.B.1 of NUREG-0737, "Clarification of TMI Action Plan Requirements;" however, the operation of
reactor vessel head vents is not assumed in the safety analysis because the operation of the
vents is no part of the primary success Dathin the UFSAR. he g ation ot these vengan

wX opera raction ater e nt nas ocurrsand is required opJlwhen there is icon that
al circulation is46t occurrng go)~

The NRC staff finds the proposed relocation to the UFSAR or TRM and plant procedures will
maintain the existing requirements for the r Coo S Vents and the associated
SRs; and that there is no change to the existing requirements and no change to the level of
safety of facility operation. Maintaining this requirement in the UFSAR or TRM is acceptable
because any changes will be controlled by the requirements of 10 CFR 50.59.

Based on the above review, the staff concurs with the licensee's justifications and concludes
that CTS 3.16 and CTS 4.20 are not relied on to prevent or to mitigate a DBA or transient, do not
meet the criteria in 10 CFR 50.36(c)(2)(ii) for retention in the ITS and, therefore, can be
relocated to other the plant-controlled TRM.

(8) Relocates CTS 3.1.B.5, Pressurizer HeatuD and Cooldown Limits, to a licensee4n 1e
do~umentby 10 CFR 50.59 (i.e., TRM 3.4.C), (DOC R8)

The licensee stated that CTS 3.1.B.5, Pressurizer Heatup and Cooldown Limits, was included in
the CTS because limits are placed on pressurizer operation to prevent a non-ductile failure.
These operating limits are provided to assure compatibility of operation with the fatigue analysis
performed in accordance with the ASME Boiler and Pressure Vessel Code, Section 111, 1965
Edition and associated Code Addenda through the Summer 1966 Addendum. However, the
pressurizer normally operates at temperature ranges above those for which there is reason for
concern about brittle fracreThe staff finds the proposed relocation to the UFSAR or TRM and
plant procedures will maintain the existing requirements for the pressurizer temperature limits,
and that there is no change to the existing requirements and no change to the level of safety of
facility operation. Maintaining this requirement in the UFSAR or TRM is acceptable because any
changes will be controlled by the requirements of 10 CFR 50.59.

Based on the above review, the staff concurs with the licensee's justifications and concludes
that CTS 3.1.B.5 is not relied on to prevent or to mitigate a DBA or transient, does not meet the
criteria in 10 CFR 50.36(c)(2)(ii) for retention in the ITS and thereforeican be relocated tog

~~ the~ controlled TRM.

(9) Relocates CTS 3.1.B.4, SG Secondary Side Minimum Temperature for Pressurization, to a
licensee Ieocument,by 10 CFR 50.59 (i.e., P2 UFSAR), (DOC R9)

The licensee stated that CTS 3.1.B.4,SG Secondary Side Minimum Temperature for
Pressurization, was included in the CTS because a limitation on steam generator pressureeand
temperature (i.e., PIT) ensures that pressure-induced stresses on the steam generators do not
exceed the maximum allowable fracture toughness limits. These ure era ra
imi s arl e based on maintaining steam gener oto prevent brittle fracture.

However i the lCTS aces limits oodarits suortsen wtfsacur a ntsysis 
~~ However, these limits are not initial condition assumptions of a UFSAR accident analysis. These
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limits represent operating restrictions and Criterion 2 includes operating restrictions. However,
the Final Policy Statement Criterion 2 discussion specified only those operating restrictions
required to preclude unanalyzed accidents and transients be included in TSs. Furthermore, as
discussed in Section 4.0 (Appendix A, page A-55) and summarized in Table 1 of WCAP-1 1618,
the steam generator P/T limits were found to be non-significant risk contributors to core damage
frequency and offsite releases. This is, in large part, due to Steam Generator Tube Rupture
(SGTR) events being negligible contributors in past pressurized-water reactor probablistic risk
assessments. For P2, SGTR sequences are important in the P2 Individual Plant Examination
(IPE). However, the plant-specific IPE does not evaluate conditions at or below 70 'F. In
addition, it is also recognized that the likelihood of pressurizing the SG secondary side when
RSTtemperature is below 70 'F is small.

Thetaff inds the proposed to the UFSAR will maintain the existing requirements for
steam generator P/T limits, and that there is no change to the existing requirements and no
change to the level of safety of facility operation. Maintaining this requirement in the UFSAR is
acceptable because any changes will be controlled by the requirements of 10 CFR 50.59.

Based on the above review, the staff concurs with the licensee's justifications and concludes
that CTS 3.13.B.4 is not relied on to prevent or to mitigate a DBA or transient, does not meet the
criteria in 10 CFR 50.36(c)(2)(ii) for retention in the ITS and, therefore, can be relocated tog

~~~controlled TRM.

(10) Relocates CTS 4.3, Reactor Coolant System Integrity Testing, to a licensees
documen by 10 CFR 50.59 (i.e., P2 UFSAR),(DOC R10)

The licensee stated that CTS 4.3.a and CTS 4.3.b, 'Reactor Coolant System Integrity Testing',
were included in the CTS because inspection and repair programs for ASME Code Class 1, 2,
and 3 components ensure that the structural integrity of these components will be maintained
throughout the components life. However, the system specific Technical Specifica ions require
important systems to be operable or a eem ECCS)Yand in
a ready state for mitigative action. This TS is D directed toward prevention of component

gradation and continued long-term maintenance of acceptable structural conditions. Hence, it
is notnecesary to retain to ensure immediate operability of safety systems.
Further, this TS prescribes inspection (and repair) requirements which are performed during
plant shutdown and, as discussed in Section 4.0 (Appendix A, page A-43) and summarized in
Table 1 of WCAP-1 1618, the assurance of operability of the entire system as verified in the
system operability Specification dominates the risk contribution of the system. The lack of a
long-term assurance of structural integrity as stipulated by this Specification was found to be a
non-significant risk ontributo tcore damage euec aoffsitereas.2, iveet
ttiv~aluation, copirders it appcat~land coal

The NRC staff finds that the proposed relocation to the UFSAR will maintain the existing
requirements for(Rq.a<or CoolaS ster Integrity Testing, and that there is no change to the
existing requirements and no change to the level of safety of facility operation. Maintaining this
requirement in the UFSAR is acceptable becauseany changes will be controlled by the
requirements of 10 CFR 50.59.
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Based on the above review, the staff concurs with the licensee's justifications and concludes
that CTS 4.3 is not relied on to prevent or to mitigate a DBA or transient, does not meet the

I criteria in 10 CFR 50.36(c)(2)(ii) for retention in the ITS and, therefore, can be relocated to 
=____________ F Ran hert an controlled TRM.

(I1) Relocates the following CTS requirements associated with the monitoring and mitigation of
containment flooding to a licensee nTeRdacument by 10 CFR 50.59 (i.e., TRM 3.4.D),

(DOC R1I)):
CTS 3.1.F.1.a.(1), two containment sump pumps;
CTS 3.1.F.1.a.(2), two containment sump level monitors;
CTS 3.1.F.1.a.(4), recirculation sump level monitors;
CTS 3.1.F.1.a.(5), reactor cavity level monitors;
CTS 3.1.F.1.b. reactor cavity level monitors;
CTS 3.1.F.1.b.(4), recirculation sump level monitor allowable out of service time;
CTS 3.1.F.1.b.(5), reactor cavity level monitor allowable out of service time;
CTS 3.1.F.1.c. required actions for inoperable sump pumps and level monitors;
CTS 3.1.F.2.d, Leakage into the Containment Free Volume;
CTS 4.16.A.3, periodic reactor cavity and recirculation sump monitoring;
CTS 4.16.C, containment sump pump surveillances.

The licensee stated that the above CTS requirements for the monitoring and mitigation of
containment flooding were included in the CTS for the following reasons: (1) preclude
accumulation of water inside containment so that if a loss-of-coolant accident (LOCA) were to
occur, safety-related equipment would not become submerged, (2) prevent the reactor cavity
from becoming filled with water, (3) prevent the reactor vessel from being wetted while it is at an
elevated temperature, and (4) prevent the immersion of the in-core instrument conduits. The
amount of water estimated to be inside containment after actuation of the ECCS following a
LOCA is approximately 423,000 gallons. This amount of water would, by itself, reach
approximately EL. 50' 1". An additional 28,000 gallons (a total of approximately 451,000 gallons)
would have to accumulate inside containment before any safety-related electrical component
would be submerged (approximately EL. 50' 5"). Therefore, the above related equipment is
needed to support operator actions taken to preclude excessive flooding that when added to ' w \te
LOCA water levels could cause flooding of the reactor cavity and subsequent wettin of th V ol Ho Ž
reactor vessel at an elevated temperature. the proposed ITS 3.4.1= RCS Leakage
Detection Instrumentation, will maintain in TS the equipment needed for prompt identification of
leakage associated with a potential breach of the reactor coolant system boundary.CThe staff
finds the proposed relocation to the UcgTRM and plant procedures will maintain the
existind requirements 4ffS)erosfor the monitoring and mitigation of containment
flooding; and that there is no change to the existing requirements and no change to the level of
safety of facility operation. Maintaining this requirement in theDTRM is acceptable
because any changes will be controlled by the requirements of
10 CFR 50.59.

Based on the above review, the staff concurs with the licensee's justifications and concludes
that CTS 3.1.F.1.a.(1), CTS 3.1.F.1.a.(2), CTS 3.1.F.1.a.(4), CTS 3.1.F.1.a.(5), CTS 3.1.F.1.b,
CTS 3.1.F.1.b.(4), CTS 3.1.F.1.b.(5), CTS 3.1.F.1.c, CTS 3.1.F.2.d, CTS 4.16.A.3, and CTS
4.16.C, are not relied on to prevent or to mitigate a DBA or transient, do not meet the criteria in
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10 CFR 50.36(c)(2)(ii) for retention in the ITS and therefore can be relocated to GRU a\
controlled TRM.

(12) Relocates CTS 3.7.C, Electrical Circuits in Containment, to a licensecD
document by 10 CFR 50.59 (i.e., TRM 3.8.A), (DOC R13)

The licensee stated that CTS 3.7.C, "Electrical Circuits in Containment," was included in the Go
CTS because of the potential effects on ECCS, containment isolation, and other safety-related I, 3
functions if these circuits become submerged following a LOCA1 N a fuse and a locked-
open circuit breaker were provided on the electrical feeder to emergency lighting panel 218
inside containment. With the circuit breaker in the open position, containment electrical
penetration H-70 is de-energized during the accident condition. This requirement
included in the ITS because the circuit is required to be de-energized; therefore, neither the Go
circuit nor the equipment powered by the circuit have a safety function'circuit described in
CTS 3.7.C was outside the scope of the P2 IPE. The staff finds the proposed relocation to the -

(E ~TRM and plant procedures will maintain thie existing requirements for the circuit
described in CTS 3.7.C, and that there is no change to the existing requirements and no change
to the level of safety of facility operation. Maintaining this requirement in the Z TRM is
acceptable because any canges will be controlled by the requirements of 10 CFR 50.59A..'
Based on the above review, the staff concurs with the licensee's justifications and concludes
that CTS 3.7.C is not relied on to prevent or to mitigate a DBA or transient, does not meet the
criteria in 10 CFR 50.36(c)(2)(ii) for retention in the ITS and therefore can be relocated toe

FIR an otzethe controlled TRM.

(13) Relocates CTS 3.8 requirements (i.e., Manipulator Cranes and Heay Loads in Proximity to
Spent Fuel) to a licenseey 10 CFR 50.59 (i.e., TRM 3.9.8 and 3.9.C),
(DOC R14)

The licensee stated that CTS 3.8 requirements (i.e., Manipulator Cranes and Heavy Loads in
Proximity to Spent Fuel), were included in the CTS to ensure Operability of hoists or cranes
utilized in handling irradiated fuel'heavy loads in proximity to spent fuel. utns si ned and)

g {3)ers~~ure that the equipment has sufficient load capacity, as described in the IP2 UFSAR 1.13,
' - and UFSAR 9.5.6.d l of sel Stornuioin . As discussed in

Section 4.0 (Appendix A, page A-68) and summarized in Table 1 of WCAP-11618, the hoists or
cranes utilized in handling irradiated fuel were found to be a non-significant risk contributor to
core damage frequency and offsite releases.. The staff finds the proposed relocation to the
{LSbTRM and plant procedures will maintain the existing requirements associated with
Manipulator Cranes and Heavy Loads in Proximity to Spent Fuel; and that there is no change to
the existing requirements and no change to the level of safety of facility operation. Maintaining
this requirement in the[iF~TRM is acceptable because any change will be controlled by
the requirements of 10 CFR 50.59.

Based on the above review, the staff concurs with the licensee's justifications and concludes
that CTS 3.3.1 and associated testing in CTS Table 4.1-3, No. 9 are not relied on to prevent or to
mitigate a DBA or transient, do not meet the criteria in 10 CFR 50.36(c)(2)(ii) for retention in the
ITS and, therefore, can be relocated to controlled TRM.
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(14) Relocates CTS 3.3.1, Cable Tunnel Ventilation Fans. and associated testing in CTS Table
4.1-3. No. 9, to a licensee gedu ny 10 CFR 50.59 (i.e., TRM 3.7.D), (DOC R-15)

The licensee stated that CTS 3.3.1,/"Cable Tunnel Ventilation Fans, and associated testing in
CTS Table 4.1-3, No.9 were included in the CTS he c nnel ten rae )

I~.I start automaticallywhen the temperature in the tunnel reaches
owever, as stated in the TS Bases (Page 3.3-1, under the worst conditions,(.e.,

loss of outside power and all thefngineered/.afety/eatures in peratior) one ventilation fan is
capable of maintaining the tunnel temperature below 104 F. , under the same worst
conditions, if no ventilation fans were operating, the natural air circulation rough e tunnel
would be sufficient to limit the gross tunnel temperature to below the tolerable value of 140 'F.
The Cable Tunnel Ventilation Fans and associated SRs are not addressed in the plant-specific
IPE and these requirements are not considered a significant contributor to risk. The staff finds
the proposed relocation to the loETRM and plant procedures will maintain the existing
requirements for Cable Tunnel Ventilation Fans; and that there is no change to the existing
requirements and no change to the level of safety of facility operation. Maintaining this
requirement in the TRM is acceptable because any changes will be controlled by the
requirements of 10 CFR 50.59.

Based on the above review, the staff concurs with the licensee's justifications and concludes
that CTS 3.31 and associated testing in CTS Table 4.1-3, No. 9 are not relied on to prevent or to
mitigate a DBA or transient, do not meet the criteria in 10 CFR 50.36(c)(2)(ii) for retention in the
ITS and therefore can be relocated to - tfed TR M.

(15) Relocates CTS 3.4.A.3, City Water System, to a licenseeScontrolled)documentiby
10 CFR 50.59 (i.e., TRM 3.7.E), (DOC R-16)

The licensee stated that requirements for the City Water System were included in the CTS
because this system provides a backup to the condensate storage tank as a supply to the
auxiliary feedwater system. In plants of similar design, the backup to the condensate storage
tanh8is provided by the service water system. Specifically, CTS 3.4.A.3 requires that a backup
to the condensate storage tank be available from the city water system. The CTS Bases explain
that city water will be used when the condensate storage supply is exhausted. Additionally, CTS
3.4.C allows plant operation to continue when the condensate storage tank is not available if city
water system is aligned to support the auxiliary feedwater pumps. The licensee stated that
proposed ITS LCO 3.7.6, Condensate Storage Tank (CST), will allow the CST to be inoperable
for up to 7 days if City Water is Operable with requirements for city water maintained in the TRM
which is consistent with the approach used in NUREG-1431, LCO 3.7.6, Revision 2.

r > City Water is discussed in the plant-specific Individual Plant Exhaustion (IPE) but is not
consderd a significant contributor to risk. The~scenario involves a loss of both trains of
Component ColnWae.i he normal source of cooling for the residual heat remover (RHR),
Safety Injection System (SIS), and Charging Pumps is the Component Cooling Water System.
However, in the event of loss of component cooling (a system with 100% redundancy), a hard-
piped City Water cooling connection to the charging pumps is available and the associated
Abnormal Operating Instruction (AOI) specifically directs the operators to align City Water
backup cooling to the Charging Pumps. The same procedure also directs the operator to
provide backup cooling to the SIS and RHR Pumps from either City Water or from a hard-piped
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Primary Makeup Water connection. Thus, the potential for reactor coolant pump seal LOCA due
to loss of all seal cooling and the inability to mitigate a LOCA associated with a loss of
component cooling water (or Non-Essential Service Water which cools the component cooling
water) is significantly reduced. However, city water is strictly a backup system and has no
mitigation function without complete failure of the primary system serving that function. WAe
TRM will maintain the existing requirements that City Water is available at all times that the CST
is required to be Operable.

The NRC staff finds the proposed relocation to theC5ETRM and plant procedures will
maintain the existing requirements; and that there is no change to the existing requirements and
no change to the level of safety of facility operation. Maintaining this requirement in the f2
eTRM is acceptable because any changes will be controlled by the requirements of 10 CFR
50.59.

Based on the above review, the staff concurs with the licensee's justifications and concludes
that City Water System is not relied on to prevent or to mitigate a DBA or transient, does not
meet the criteria in 10 CFR 50.36(c)(2)(ii) for retention in the ITS and thereforecan be relocated

controlled TRM.

(16) Relocates CTS 3.3.G, Post Accident Containment Venting System. and the associated
testing requirements in CTS 4.5.C, to a licensee~c-ntrolie;documentby 10 CFR 50.59 (i.e.,
TRM 3.7.F), (DOC R-17)

The licensee stated that CTS 3.3.G and CTS 4.5.G, Post Accident Containment Venting
System, were included in the CTS because it is one of two independent and diverse systems
provided for removal of combustible hydrogen from the containment building atmosphere

4nalg following an accidents' I (1 dn hydrogen recombiners# and Wthe post-accident
containment venting system. Either of the two hydrogen recombiners or the post-accident

ote Qv containment venting system are capable of providing this function in the event of a DBA.
Furthermore, as specified in the CTS Bases, the post-accident venting system is used only in
the absence of both 100% capacity hydrogen recombiners and only when absolutely necessary
in order to minimize offsite radiation doses. The proposed ITS 3.6.8, will maintain the
requirement for Operability of both 100% capacity trains of hydrogen recombiners which
satisfies requirements of 10 CFR 50.44,"Standards for Combustible Gas Control Systems in
Light-Water-Cooled Reactors," and 10 CFR Part 50, Appendix A, GDC 41, "Containment
Atmosphere Cleanup." ITS 3.6.8 will allow both hydrogen recombiners to be inoperable for up to
7 days if the post accident containment venting system is functional (i.e., capable of limiting the
peak post accident hydrogen concentration in containment to less than 4.0 volume percent).
Additionally, as discussed in Section 4.0 (Appendix A, page A-52) and summarized in Table 1 of
WCAP-11618, the Post Accident Containment Venting System was found to be a non-significant
risk contributor to core damage frequency and offsite releases and the Post Accident
Containment Venting System and associated SRs are not addressed in the plant-specific IPE
and these requirements are not considered a significant contributor to risk.

The NRC staff finds the proposed relocation to the TRM and plant procedures will
maintain the existing requirements for/he Post Accident Containment Venting System; and that
there is no change to the existing requirements and no change to the level of safety of facility
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operation. Maintaining this requirement in the C orTRM is acceptable because any
changes will be controlled by the requirements of 10 CFR 50.59.

Based on the above review, the staff concurs with the licensee's justifications and concludes
that CTS 3.3.G and CTS 4.5.G are not relied on to prevent or to mitigate a DBA or transient, do

_ not meet the criteria in 10 CFR 50.36(c)(2)(ii) for retention in the ITS ancd therefore, can be
relocated _ Ccontrolled TRM.

(17) Relocates CTS 2.3.3, Control Rod Protection System, to a licensee olleddocumen,
by 10 CFR 50.59 (i.e., TRM 3.1.C), (DOC R-18)

The licensee stated that CTS 2.3.3, the requirement that the Control Rod Protection System"
shall open the reactor trip breakers during RCS cooldown prior to Tcold decreasing below
381 F, was included in the CTS to avoid mechanical interference due to thermal contraction
between the fuel and the control rods. nacp o anual tr o e c
li d;V_~ Prior to Tcold decreasing below 381 F during RCS cooldown, the Control Rod
Protection System will open the reactor trip breakers which unlatches the control rod drive
shafts from the Control Rod Drive Mechanism. As stated in CTS Table 3.5-2, Note ***, the
function is Required only when control rods are positioned in core locations containing LOPAR
fuel." P2 does not currently use nor is it planning to use LOPAR fuel in the reactor. CTS 2.3.3,
Control Rod Protection System, is not addressed in WCAP-1 1618, Methodically Engineered,
Restructured and Improved, Technical Specifications - Merits Program - Phase II Task 5:
Criteria Application," and is not addressed in the plant-specific IPE and is not considered a
significant contributor to risk.

The NRC staff finds the proposed relocation to the (ARM and plant procedures will
maintain the existing requirements; and that there is no change to the existing requirements and
no change to the level of safety of facility operation. Maintaining this requirement in they
dtRM is acceptable because any changes will be controlled by the requirements of 10 CFR
50.59.

Based on the above review, the staff concurs with the licensee's justifications and concludes
that CTS 2.3.3 is not relied on to prevent or to mitigate a DBA or transient, does not meet the
criteria in 10 CFR 50.36(c)(2)(ii) for retention in the ITS and, therefore, can be relocated to

~a_~V,_.~~~ontrolled TRM.

(18) Relocates CTS Table 4.1-3, No.6, Refuelinc nterlocks, to a licenseenol-le-dsocument,
by 10 CFR 50.59 (i.e., P2 UFSAR), (DOC-R19)

The licensee stated that CTS Table 4.1-3, No. 6, "Refueling nterlocks," was included in the CTS
to ensure safe fuel handling. These interlocks include excess weight interlock on the lifthoist

Ho_ to prevent movement of more than one fuel assembly at a time and to account for the
the s Ient fuel transfer mechanismjcan accommodate only one fuel assembly at a time.
Refueling Interlocks are not addressed in WCAP-1 1618. The/efuelinghterlocks and
associated SRs are not addressed in the plant specific IPE and these requirements are not
consid asificant contributor to risk.The taff finds the proposed relocation to the UFSAR

wi mintai the existing requirements tor the~efueling/terlocks; and that there is no change to
the existing requirements and no change to the level of safety of facility operation. Maintaining
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this requirement in the UFSAR is acceptable because any changes will be controlled by the
requirements of 10 CFR 50.59.

Based on the above review, the staff concurs with the licensee's justifications and concludes
\ 2~Ab > that CTS is not relied on to prevent or to mitigate a DBA or transient, does not meet the

criteria n 10 CFR 50.36 c){2)(iir retention in the ITS and/therefore, can be relocated toe
SJA d and oTant-con

Relocates CTS Table 4.1-3, No.8, Turbine Stop Valve /Overspeed Protection Testing, to a
licensee 9ptolldocumen by 10 CFR 50.59 (i.e., P2 UFSAR), (DOC R-20)

The licensee stated that CTS Table 4.1-3, No. 8, Turbine Stop Valve/Overspeed Protection
('4A~ Testin , was included in the CTS because turbine stop valve testing is a critical part of in jS

overspeed protecion. AR r 1 ix "Likelihood and ConsequencenTurbine 
Overspeed, n ian Poi uc e neratin o. 2,". duplicates th D
requirements in CTS Table 4.1-3, No. 8, by requiring that "turbine control and stop valves are
tested individually during periods of power operation in accordance with the methodology
presented in WCAP-1 1525 "Probabilistic Evaluation of Reduction in Turbine Valve Test
Frequency,' and in accordance with established NRC acceptance criteria for the probability of a
missile ejection incident at IP2. In no case shall the test interval for these valves exceed 1 year.
The turbine valve testing frequency probabilistic analysis shall be reviewed and re-evaluated any
time major changes in the turbine system have been made or a significant upward trend in valve
failure rates is identified. As discussed in Section 4.0 (Appendix A, page A-30) and summarized
in Table 1 of WCAP-1 1618, the loss of turbine-generator overspeed protection feature was found
to be a non-significant risk contributor to core damage frequency and offsite releases. FSAR

ic~cqc~ Chapt Appendix , Like od and Conse ence Turbine Oveeed at the Indian n)
\\ \ 9 tcear Generating Unit .2, provides an extensive analysis of the potential for and

consequences of a Turbine Overspeed event.

The NRC staff finds the proposed relocation to the UFSAR will maintain the existing
requirements for turbine-generator overspeed protection feature; and that there is no change to
the existing requirements and no change to the level of safety of facility operation. Maintaining
this requirement in the UFSAR is acceptable because any changes will be controlled by , go Ce

Based on the above review, the staff concurs with the licensee's justifications and concludes
that CTS Table 4.1-3, No. 8 is not relied on to prevent or to mitigate a DBA or transient, does not
meet the criteria in 10 CFR 50.36(c)(2)(i) for retention in the ITS and/ therefore, can be
relocated to an ot ant-contro
(20) Relocates CTS 3.8.B.7 and CTS 3.8.B.9 (i.e., requirements for radiation monitoring in the
spent fuel storage area when moving spent fuel and radiation monitoring in containment when
moving fuel or heavy loads in containment) and CTS Table 4.1-1, No. 19, (i.e., periodic
monitorina and calibration of area radiation monitors) to a licenseeton1troldocumentby
10 CFR 50.59 (i.e., TRM 3.3.D, 3.3.E and 3.3.1), (DOC R-21)

The licensee stated that CTS 3.8.B.7 and CTS 3.8.B.9 (i.e., requirements for radiation
monitoring in the spent fuel storage area when moving spent fuel and radiation monitoring in
containment when moving fuel or heavy loads in containment) and CTS Table 4.1-1, No. 19,
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(i.e., periodic monitoring and calibration of area radiation monitors), were included in the CTS for
protection of personnel. As discussed in Section 4.0 (Appendix A, page A-69) and summarized
in Table 1 of WCAP-1 1618, radioactive gaseous effluent instrumentation and area radiation
monitors are non-significant risk contributors to core damage frequency and offsite releases.
QPPas reviewthis evaluati n conside alicable Effects of radioactive
gaseous effluent instrumentation are outside the scope of the P2 IPE, and therefore, the plant-
specific IPE provides no information to supplement the conclusions from the generic analysis.

The staff finds the proposed relocation to the TRM and plant procedures will maintain
the existing requirements for Area radiation monitorseand that there is no change to the existing
requirements and no change to the level of safety of facility operation. Maintaining this
requirement in theCdi TRM is acceptable because any changes will be controlled by the
requirements of 10 CFR 50.59.

Based on the above review, the staff concurs with the licensee's justifications and concludes
that CTS 3.8.B.7 and CTS 3.8.B.9 and CTS Table 4.1 -1, No. 19 are not relied on to prevent or to
mitigate a DBA or transient, do not meet the criteria in 10 CFR 50.36(c)(2)(ii) for retention in the

and, therefore, can be relocated ~ controlled TRM.

(21) Relocates CTS 4.15, Radioactive Materials Surveillance and CTS 6.9.2.c, Reporting
Sealed Source Leakage in excess of limits, to a licensee(ontrolleddocument y 10 CFR 50.59
(i.e., P2 UFSAR), (DOC R-22)

The licensee stated that CTS 4.15, Radioactive Materials Surveillance(i.e., tests for leakage
and/or contamination from byproduct, source, and special nuclear material sources} and CTS
6.9.2.c, Reporting Sealed Source Leakage in excess of limits, were included in the CTS
because limitations on sealed source contamination ensure that the total body and individual
organ irradiation doses do not exceed allowable limits in the event of ingestion or inhalation. This
is done by imposing a maximum limit for removable contamination on each sealed source. This
requirement and the associated SRs are not conditions or limits necessary for safe reactor
operation. As discussed in Section 4.0 (Appendix A, page A-59) and summarized in Table 1 of
WCAP-1 1618, sealed source contamination not within limits was found to be a non-significant
risk contributor to core damage frequency and offsite releases.

The NRC staff finds the proposed relocation to the UFSAR will maintain the existing
requirements for radioactive materials surveillance (i.e., tests for leakage and/or contamination
from byproduct, source, and special nuclear material sources) and reporting sealed source
leakage in excess of limits. The staff finds the proposed relocation does not change to the
existing requirements and thus there is no change to the level of safety of facility operation.
Maintaining this requirement in the UFSAR is acceptable becauseonly changes will be controlled
by the requirements of 10 CFR 50.59.

Based on the above review, the NRC staff concurs with the licensee's justifications and
concludes that CTS 4.15, and CTS 6.9.2.c are not relied on to prevent or to mitigate a DBA or
transient, do not meet the criteria in 10 CFR 50.36(c)(2)(ii) for retention in the ITS and, therefore,
can be relocated too LfEtR.
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(22) Relocates CTS 3.8.A.7, eactor Tern less than or equal to 140 'F when RPV head bolts
are less than fully tensioned, to a licenseedJontroTlecpdocument by 10 CFR 50.59 (i.e., IP2
UFSAR) (DOC R-23)

The licensee stated that CTS 3.8.A.7 (i.e., reactor temperature must be less than or equal to 140
'F when/eactor/ressureyessel head bolts are less than fully tensioned) is not retained in the
IP2 ITS because it is not an initial condition for an accident analysis that assumes the failure of

~~~~~~or presents a challenge to the integrity of a fission product barrie nd t s assumred triat Is
rTS 3 .J t a minimum of 23 feet of water above Ewe spent fuel rok. With this water depth, thIC econ tamnti fac F) of 500 specified by D-1081 for elemental iodin e dapy The

decontaminat or was reduced to 4005r conservatism because the rod pressure may
%x% ek^sxceed t h ,eC Draft Guide (DG)-108 ssumption of 1200 psig (bu ld be less than 1500 /

I~ a tSZ psig ) e contarnination ranic iodine and noble q wa 1.0. As ink
v \ ;' / 1 .25 March 23,1972the fuel-handling accident analysis decontamination factor is

caiees 1'based solely on the 23-foot water level in the refueling canal anddhe l cavity regardless
of water temperature. Finally, a reactor temperature < 140 'F is not a limiting assumption for the
detection or mitigation of a boron dilution event. requirement that reactor temperature be less
than or equal to 140 F whengeactor/ressurelvessel head bolts are less than fully tensioned is
not addressed in WCAP-11618, Methodically Engineered, Restructured and Improved, Technical
Specifications - Merits Program - Phase II Task 5: Criteria Application. This restriction is not
addressed in the plant-specific IPE and is not considered a significant contributor to risk.

The NRC staff finds the proposed relocation to the UFSAR will maintain the existinggeactor
temperature limit of 140 F when RPV head bolts are less than fully tensioned; and that there is
no change to the existing requirements nor change to the level of safety of facility operation.
Maintaining this requirement in the UFSAR is acceptable because any change will be controlled
by the requirements of 10 CFR 50.59.

Based on the above review, the NRC staff concurs with the licensee's justifications and
concludes that CTS 3.8.A.7 is not relied on to prevent or to mitigate a DBA or transient, does not
meet the criteria in 10 CFR 50.36(c)(2)(ii) for retention in the ITS and, therefore, can be
E~ !2~edto AR.

(23) Relocates CTS 3.8.B.4, Refueling. Fuel Handling and Storage (Decay Time) to
(Tc Re aments Mal}(TRM 3.9A). (DOC R-24)

;radiadel for I100 houK after raraclr RK-trnwn) to tepai is md °X ut
bxodin AR!c abii oposed ITS LCO 37.10, ContolaRoomTV
Lco 3.9.3, Containment Penetrations, which establish requirements for systems that mitigat Sa 

the consequences of an FHA that occurs with fuel that was irradiated in the previ 100 hours, Pew 2'
.nd thus the change is consistent with the incorporation of TSTF-=1 Revision21t
SE CTS 3.8.B.4, which prohibits movement of fuel in the reactor for 100 hours after

reactor shutdown (i.e., the decay time requirement)ensures that any fission products released
from a fuel assembly involved in a FHA have decayed for at least 100 hours prior to the FHA
consistent with the assumption in the analysis of an FHA as documented in the SE supporting
CTS Amendment 211, dated July 27, 2000. This analysis demonstrated that
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10 CFR 50.67, Accident Source Term," limits for offsite and control room dose following an
-X 4~A- ~ FHA will be met after 100 hours of decay time without any reliance on the systems that mitigate

te onsequences of an FHA.

The NRC staff finds the proposed relocation of CTS 3.8.B.4 to a licensee-controlled document is
acceptable because P2 TSs will continue to require Operability of systems that mitigate the
dose consequences of an FHA during movement of any fuel assembly that has been part of
critical reactor in the previous 100 hours. Specifically, ITS LCO 3.7.10, Control Room Ventilation
System, and ITS LCO 3.9.3, Containment Penetrations, and associated LCOs governing
supporting instrumentation and power supplies for these systems, will be required to be
Operable during movement of recently irradiated fuel with the term recently irradiated defined in
the proposed ITS Bases as any fuel assembly that has been part of critical reactor in the
previous 100 hours. The approach of establishing TS Applicability as during movement of
recently irradiated fuel with the term recently irradiated defined in the Bases is consistent with
the staff approval in TSTF-51, Rev. 2. Furthermore, the licensee stated in the submittal that the
preparation for movement of fuel in the reactor, including containment entry, pressure vessel
head removal, filling the reactor cavity, etc, requires an amount of time to complete which will
physically prevent any movement of fuel until a substantial portion of the 100-hour decay time
has elapsed.

Based on the above review, the staff concurs with the licensee that relocating the requirement
that prohibits movement of fuel in the reactor for 100 hours after reactor shutdown to a licensee-
controlled document by 10 CFR 50.59 and relocating the definition of recently irradiated (i.e., the
criteria when systems needed to mitigate the does consequences of an FHA must be Operable)
to the ITS Bases is acceptable. This change will maintain the existing requirements to delay
movement of irradiated fuel for 100 hours after reactor shutdown; and thus there is no change to
the existing requirements and no change to the level of safety of facility operation. Additionally,
maintaining this requirement in the TRM is acceptable because any changes will be controlled
by the requirements of 10 CFR 50.59.

The staff concludes that CTS 3.8.A.7 is not relied on to prevent or to mitigate a DBA or transient,
does not meet the criteria in 10 CFR 50.36(c)(2)(ii) for retention in the ITS, and therefore, can be

(GlZejelo cated t2 TRM.

(2) Relocates CTS 3.8.B.3 (i.e., direct communication between the control room and the
refuelina cavity manipulator crane) to a licensee(controi documentby 10 CFR 50.59 (i.e., P2
UFSAR), (DOC R-25)

The licensee stated that CTS 3.8.B.3 (i.e., direct communication between the control room and
the refueling cavity manipulator crane shall be available whenever changes in core geometry are
taking place) was included in the CTS because communication between the control room
personnel and personnel performing Core Alterations is needed to ensure that personnel can be
promptly informed of significant changes in the plant status or core reactivity condition during
refueling. The communications allow for coordination of activities that require interaction
between the control room and containment personnel. However, the refueling system design
accident or transient response does not take credit for communications. As discussed in
Section 4.0 (Appendix A, page A-67) and summarized in Table 1 of WCAP-1 1618, the loss of
communications was found to be a non-significant risk contributor to core damage frequency
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and offsite releases. P2 has reviewed this evaluation and considers it applicable to IP2.
Communication during refueling operations is outside the scope of the P2 IPE, and therefore,
the plant-specific IPE provides no information to supplement the conclusions from the generic
analysis.

The NRC staff finds the proposed relocation to the UFSAR will maintain the existing
requirements for direct communication between the control room and the refueling cavity
manipulator crane whenever changes in core geometry are taking place; and that has no change
to the existing requirements and no change to the level of safety of facility operation. Maintaining
this requirement in the UFSAR is acceptable becauseany changes will be controlled by the
requirements of 10 CFR 50.59.

Based on the above review, the NRC staff concurs with the licensee's justifications and
concludes thatis not relied on to prevent or to mitigate a DBA or transient, does not meet the
criteria in 1 0 CFR 50.36(c)(2)(ii) for retention in the ITS and, therefore, can be relocated to

L cR.

(25) Relocates CTS 3.8.B.10 (i.e., requirement that a person holding a senior operator license
or a senior operator license limited to fuel handlinc)& reloEaDto administrative programs
and plant procedures}, (DOC R-26)

The licensee stated that CTS 3.8.B.10 (i.e., requirement that a person holding a senior operator
license or a senior operator license limited to fuel handling shall be present to directly supervise
the activity during alteration of the core (including fuel loading or transfer) duplicates a
10 CFR 50.54 (3)(m)(2) (iv) requirement that Each licensee shall have present, during alteration
of the core of a nuclear power unit (including fuel loading or transfer), a person holding a senior
operator license or a senior operator license limited to fuel handling to directly supervise the
activity and, during this time, the licensee shall not assign other duties to this person."

j?-'rhe NRC staff finds the proposed relocation to the plant administrative programs and plant
procedures acceptable because the licensee's compliance to Title 10 of the Code of Federal
Regulations and plant procedures will maintain the existing requirement; thus, there is no
change to the existing requirements and no change to the level of safety of facility operation.

Based on the above review, the NRC staff concurs with the licensee's justifications and
concludes that CTS 3.8.B.1 0 is not relied on to prevent or to mitigate a DBA or transient, does
not meet the criteria in 10 CFR 50.36(c)(2)(ii) for retention in the ITS and, therefore, can be
relocated to P2 administrative programs and plant procedures.

In summary, the proposed relocated specifications from the CTS discussed above are not
required to be in the TS because they do not fall within the criteria for mandatory inclusion in the
TS as stated in 10 CFR 50.36(c)(2)(ii). These specifications are not needed to obviate the
possibility that an abnormal situation or event will give rise to an immediate threat to the public
health and safety. In addition, the NRC staff has concluded that appropriate controls have been
established for all of the current specifications and information that are being moved to the
FSAR, TRM, ODCM, PCP or IST Program. These relocations are the subject of a new license
condition discussed in Section 5.0 of this SE. Until incorporated in licensee-controlled
documents, changes to these specifications and information will be controlled in accordance
with the current applicable procedures and regulations that control these documents. Following
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implementation, the NRC may audit the removed provisions to ensure that an appropriate level
of control has been achieved. The NRC staff has concluded that, in accordance with the Final
Policy Statement, sufficient regulatory controls exist under the regulations, particularly
10 CFR 50.59 and 10 CFR 50.55a. Accordingly, the specifications and information, as
described in detail in this SE, may be relocated from the CTS and placed in the licensee-
controlled documents identified in the licensees application dated March 27, 2002 (NL-02-016),
as supplemented by letters dated-2-. 2002 -0211 July 10, 2002 (NL-02-092), October
10, 2002 (NL-02-130), October 28, 2002, (NL-02-133), November 26, 2002 (NL-02-148),
December 18, 2002 (NL-02-160), aary; January 27, 2003 (NL-03-002), February 26,
2003 (NL-03-035), April 8, 2003 (NL-03-052), May 19, 2003 (NL-03-081),
June 23, 2003 (NL-03-103), June 26, 2003 (NL-03-107), July 15, 2003 (NL-03), OCl
July 18, 2003 (NL-03-117), August 6,2003 (NL-03-127),o September 11, 2003 (NL-03-137 in

, response to the staff's RAls dated August 6, 2002, September 26, 2002, October 3, 2002,
bet -02002, October 17, 2003, October 22, 2002, December 31, 2002, January 22, 2003,

and May, 2003.

F. Control of Specifications, Requirements, and Information Relocated from the CTS

In the ITS conversion, the licensee will be relocating specifications, requirements, and detailed
information from the CTS to licensee ontroneddocumentyutside the CTS. This is discussed
in Sections 3.D and 3.E above. The facility and procedures described in the FSAR, and TRM,
which is a part of the FSAR, can only be revised in accordance with the provisions of
10 CFR 50.59, which ensures records are maintained and establishes appropriate control over
requirements removed from the CTS and over future changes to the requirements. Other
licensee-controlled documents contain provisions for making changes consistent with applicable
regulatory requirements. For example, the ODCM can be changed in accordance with ITS
5.5.1, and the administrative instructions that implement the QA Plan can be changed in
accordance with 10 CFR 50.54(a) and 10 CFR Part 50, Appendix B. The documentation of
these changes will be maintained by the licensee in accordance with the record retention
requirements specified in the licensee's QA Plan for IP, and such applicable regulations as
10 CFR 50.59. e)

The license condition for the relocation of requirements from the CTS, which is discussed in
Section 5.0 of this SE, will address the implementation of the ITS conversion, and the schedule
for the relocation of the CTS requirements into licensee-controlled documents. The relocations
to the FSAR, which includes the TRM, shall be included in the next required update of this
document in accordance with 10 CFR 50.71(e).

G. Evaluation of Other TS Changes (Beyond-Scope Issues) Included in the Application
for Conversion to ITS

This section addresses the beyond-scope issues in which the licensee proposed changes to
both the CTS and STS. The following beyond-scope issues were addressed in the notice of
consideration of amendment published in the Federal Register on September 26, 2003 (68 FR
55660).

The changes discussed below are listed in the order of the applicable ITS specification or
section, as appropriate (from ITS 3.6.9 to ITS 3.8.7).
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(1) The licensee added ITS LCO 3.6.9 - Isolation Valve Seal Water steniV.SW to the
proposed IP2 ITS. (DOCs LI, Ml, M2, M3, M4). NUREG-1431 does not include an STS for this
system, because very few plants have this kind of system. The CTS provides a base set of
requirements against which the staff evaluate the licensee's proposed change for
parameters such as allowable out-of-service time and SRs.\ /

The IVSW improves the effectiveness of certain containment isolation valves by providing a
water seal to valve leakage paths. Sealing water is contained in an IVSW supply tank filled with
water and pressurized with nitrogen. The IVSW is actuated in conjunction with automatic
initiation of containment isolation. The seal water is injected at a pressure of at least 1.1 Pl
where P. is the calculated peak containment internal pressure related to the design-basis LOCA
as specified in the TSs. This water seal prevents leakage of containment atmosphere out of the
containment.

The operation of the IVSW is governed by Option B, Performance-Based Requirements," of
10 CFR Part 50, Appendix J, "Primary Reactor Containment Leakage Testing for Water-Cooled
Power Reactors." Option B does not contain detailed requirements regarding the IVSW.
However, Option B requires that a RG or another implementation document used by a licensee
to develop a performance-based leakage testing program must be included, by general
reference, in the plant TS. The licensee has referenced RG 1.163, "Performance-Based
Containment Leak Test Program," dated September 1995, in several places in the CTS, and
proposes to consolidate the references into ITS 5.5.14. RG 1.163 states that the Nuclear
Energy Institute (NEI) guidance document NEI 94-01, Rev. 0, "Industry Guideline for
Implementing Performance-Based Option of 10 CFR Part 50, Appendix J," provides methods
acceptable to the NRC staff for complying with Option B, with four exceptions which are
described therein. NEI 94-01, Section 6.0, General Requirements," states, in part, that leakage
from containment isolation valves that are sealed with a qualified seal system may be excluded
when determining the combined leakage rate of all locally leakage-rate-tested components
provided that:

* Such valves have been demonstrated to have fluid leakage rates that do not exceed
those specified in the TS or associated bases, and

* The installed isolation valve seal-water system fluid inventory is sufficient to assure the
sealing function for at least 30 days at a pressure of 1.1 P.

Allowable out-of-service time: CTS 3.3.C2 provides an allowable out-of-service time, or allowed
outage time (AOT), of 7 days if one IVSW header is inoperable; however, no AOT is provided for
IVSW inoperability for any other reason, such as low water level or low nitrogen pressure.
Therefore, CTS 3.0 would require immediate shutdown under these conditions. ITS LCO 3.6.9
maintains the 7-day AOT if one IVSW system header is inoperable or if one IVSW automatic
actuation valve is inoperable; however, ITS LCO 3.6.9, Condition B, and associated Required
Action establish a 24-hour AOT if IVSW is inoperable for any other reasons. CTS 3.3.C2 allows
a 7-day AOT for the two reasons mentioned above, and it is the staff's judgment that an
immediate shutdown is not necessary for inoperability for other reasons. Inoperability of the
IVSW does not render inoperable the containment isolation valves it serves. Although their
leakage rates have not been measured with air, they will have shown acceptable water leakage
rates in the IVSW surveillance tests, and periodic integrated leakage rate testing includes these
valves, without the IVSW operating. Furthermore, probabilistic risk assessment calculations
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have shown that containment leakage rate could increase approximately 100 times beyond the
TS limit without significantly increasing risk to the public (see NUREG-1493, Performance-
Based Containment Leak-Test Program," dated September 1995). Therefore, it is the NRC
staff's judgment that the proposed 24-hour AOT is reasonable and acceptable.

Timing of cold shutdown: CTS 3.3.C.3.a specifies that, if the IVSW is not restored to operable
status within the time period specified, then the reactor shall be brought to the hot shutdown
condition (Mode 3) using normal operating procedures. Thereafter, CTS 3.3.C.3.b and c allow
an additional 48 hours to restore IVSW before the reactor must be placed in cold shutdown
(Mode 5). Further, CTS 3.3.C.3.b requires that the reactor coolant system temperature and
pressure shall not be increased more than 25 F and 100 psi over existing values during the
48-hour period in Mode 3.

ITS LCO 3.6.9, Required Action C.2, eliminates the 48-hour period by requiring the plant to go
from Mode 3 to Mde 5inhours. In conjunction with this, the ITS eliminates the requirement
of CTS 3.3.C.3.b that the reactor coolant system temperature and pressure shall not be
increased more than 25 F and 100 psi over existing values during the 48-hour period in
Mode 3.

O<V% MOC�O_ ,
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The NRC staff finds that the plant should proceed promptly to Mode 5 when LCO requirements
are not met, so the proposed changes are appropriate. The elimination of the restrictions on
increasing temperature and pressure in Mode 3 is appropriate because the 4-our hei
Mode 3 is eliminated, and the plant will proceed normally Mode 5 within hours. Finally, this
part of the ITS is more restrictive than the CTS and is consistent with the shutdown timing of
typical similar STS. Therefore, the NRC staff finds these changes to be acceptable.

i Verification of IVSW tank pressure and level: CTS 3.3.C.1.b requires that the IVSW tank be
maintained at a minimum pressure of 52 psig and contain a minimum of 144 gal of water;
however, there are no requirements for periodic verification that these requirements are met.
ITS SR 3.6.9.1 and SR 3.6.9.3 add requirements to verify that these parameters are within limits
every 24 hours. The staff finds that the proposed 24-hour surveillance period is acceptable
because installed instrumentation monitors tank level and pressure and will alarm in the control
room when below required limits. This more restrictive change tends to increase safety and,
therefore, is acceptable.

Verification of valveand nitrogen bank parameters: CTS 3.3.C does not include a specific
requirement or periodic verification that the IVSW nitrogen supply is available to support IVSW
operation. ITS SR 3.6.9.2 adds a requirement to verify every 24 hours the IVSW nitrogen supply
is aligned with either one cylinder with pressure greater than or equal to 1016 psia. or -
10 cylinders with pressure greater than or equal to 250 psig. 'CI .Cdoes not include a
specific requirement for periodic verification of the opening time of automatic valves in the IVSW.
ITS SR 3.6.9.4 adds a requirement to verify every 24 months that the valve opening times are
within required time limits.

CTS 3.3.C does not include a specific requirement to periodically verify that each automatic
valve in the IVSW actuates to the correct position on an actual or simulated actuation signal. ITS
SR 3.6.9.5 adds a requirement to verify proper operation of each automatic valve in the IVSW
every 24 months The staff finds that these more restrictive changes are acceptable because
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they require periodic verification that IVSW will function as required during an accident, with no
negative impact on other aspects of plant safety.

ming of hot shutdown: CTS 3.3.C.3.a specifies that, if the IVSW is not restored to operable
status within a specified completion time, then the reactor shall be brought to hot shutdown
(Mode 3) using normal operating procedures and that the shutdown shall start no later than the
end of the specified period (i.e., the time allowed to restore IVSW to operable status). Under the
same conditions, ITS LCO 3.6.9, Required Action C.1, requires the plant to be in Mode 3 ink
hours. The ITS completion time of 6 hours to reach Mode 3 is more restrictive t
requirement to use normal operating procedures because the CTS completion time could vary
based on initial plant conditions.

Based on the above review, the NRC staff finds that the proposed ITS 3.6.9 is acceptable
because it establishes a definite completion time, compared to the variable time allowed by the
CTS; and, further, that 6 hours to reach Mode 3 and 36 hours to reach Mode 5 are reasonable,
based on operating experience, and consistent with the shutdown timing of typical similar STS.

(2) The licensee added ITS LCO 3.6.10 - Weld thannel~ind Penetration Pressurization System
(WC&PPS to the proposed P2 ITS. (DOCs LA1, L1, M1, M2, M3, M4, M5, M6).Crhe WC&PPS
is designed to continuously pressurize the space between selected containment isolation
valves, containment piping penetration barriers, and most of the weld seam channels installed
on the inside of the containment liner. Pressurization by the WC&PPS provides a means of
monitoring the containment leakage of the affected barriers. WC&PPS pressure is maintained
above P, so the system may also reduce out leakage from the containment during an accident,
although it is not credited for doing so. There are no regulatory requirements or guidance for this
system. NUREG-1431 does not include an STS for this systems because very few plants have
this kind of system.

Separate condition entry: CTS 3.3.D.2.a establishes the limit that only one of the four WC&PPS
zones may be inoperable (i.e., depressurized) at any one time, and yet no compensatory action
is allowed to restore safety function and allow continued operation. CTS 3.3.D.3 requires that
the reactor be promptly placed in cold shutdown if all aspects of WC&PPS operability are not
restored within the AOT. Proposed ITS 3.6.10, Actions Note 1, specifies that separate condition
entry is allowed for each component supplied by WC&PPS. Additionally, ITS 3.6.10, Condition
A, specifies compensatory action for one or more components supplied by WC&PPS not within
the pressure limit. These components may be in one or more headers and staff finds that
multiple components or portions of the WC&PPS, if isolated from the rest of the s st d in
different zones, may be inoperable simultaneously. s the NRC staff finds the proposed ITS
3.6.0,actins Note 1 ae separate condition entry to be accpetable.

Relocation of allowance for non-repairable portions: CTS 3.3.D.2.c states:

With the portion of the weld channel pressurization system inoperable, and it is
determined that it is not repairable by any practicable means, then that portion may be
disconnected from the system.

The licensee proposes to relocate this allowance to the Bases. ITS 3.6.10 establishes
requirements to isolate inoperable portions of the WC&PPS; however, the above allowance is
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relocated to the ITS LCO 3.6.10 Bases. The staff finds that CTS 3.3.D.2.c is not a requirement
per s, but rather an allowance. If it is removed from the TS, the remaining TS are actually more
restrictive, not less restrictive as characterized by the licensee (note that the Bases are not part
of the TS). Also, the guidance in the revised Bases is consistent with the CTS, and any
changes that the licensee may wish to make to the Bases are controlled by 10 CFR 50.59,
Changes, Tests, and Experiments, or ITS 5.5.13, Technical Specifications Bases Control
Program. Therefore, the staff finds that the proposed change is acceptable.

Verification of pressurization: CTS 3.3.D.1.a requires that all required portions of the four
WC&PPS zones are pressurized above 47 psig. However, there is no requirement for periodic
verification that this requirement is met. ITS SR 3.6.10.1 would require verification every
31 days that this requirement is met.

The staff finds that a clear increase in safety would result from the addition of this surveillance. It
is the staff's judgment that the 31-day interval is sufficient/because low pressure alarms in the
control room will alert the operators if the pressure falls below the required value. Therefore, the
staff finds that the proposed change is acceptable.

Verification of air consumption rate: CTS 3.3.D.1.b requires that the uncorrected air
consumption for the WC&PPS is less than or equal to 0.2% of the containment volume per day.
However, there is no requirement for periodic verification that this requirement is met.
ITS SR 3.6.10.2 would require verification every 31 days that this requirement is met.

The staff finds that a clear increase in safety would result from the addition of this surveillance. It
is the staff's judgment that the 31-day interval is sufficient, because the air consumption rate
indication is continuously available in the control room, and alarmed, which will alert the
operators if the rate exceeds the allowed value. Therefore, the staff finds that the proposed
change is acceptable.

Requirements for depressurized portions of WC&PPS and related Compensatory measures:
f~hepr~p~ed hang re-uts hat eprssurizeyrtions of the W PSarIsltdwhi t

hou~an reuirs nri~icverification thlation is maintaine CTS 3.3;D.2.a seiista
an noprabe (~e. deresurized) WC&PPS zone must be restored to operable status within 7

days. If the WC&PPS safety function is not restored within these 7 days, the reactor must be
promptly placed in cold shutdown. Under the same conditions (i.e., WC&PPS depressurized),
ITS LCO 3.6.10, Required Action A.1, requires that depressurized portions of the WC&PPS are
isolated within 4 hours and Required Action A.2. requires periodic verification that isolation is
maintained. The licensee characterizes this change as more restrictive" because it restores
safety function within 4 hours versus the 7 days allowed in the CTS, although this represents a
significant shift in the concept of safety function for this system.

Compensatorv measures if pressurization is lost or air consumption is hih:(Tsd
ChangesActions intendedjqjebre appropriate comperfsatory measuraetkni 

LVPPS prssurizaitrg idor air consumptionjs-ffqhj) CTS 3.3.D.2.b specifies that
WC&PPS leakage rate in excess of specified limits must be restored to within limits within
7 days. If the WC&PPS leakage rate is not restored within these 7 days, the reactor must be
promptly placed in cold shutdown. ITS LCO 3.6.10, Required Action B.3, maintains the
requirement that a WC&PPS leakage rate in excess of specified limits must be restored to
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within limits within 7 days; however, the licensee asserts that restoring the leakage rate to within
specified limits may not restore required safety function. Therefore, the licensee proposes to
add a note to Required Action B.3 and to add Required Actions B.1 and B.2. Required Action
B.1 requires entry into applicable conditions and Required Actions of LCO 3.6.3, Containment
Isolation Valves," within one hour after discovery that the WC&PPS air consumption leakage
path is depressurized and not isolated from the supported containment isolation valves.
Required Action B.2 requires entry into applicable conditions and Required Actions of
LCO 3.6.2, Containment Air Locks," within one hour after discovery that the WC&PPS air
consumption leakage path is depressurized and not isolated from the supported air lock.
Required Action B.3 is to isolate portions of WC&PPS to restore air consumption to within limits
of SR 3.6.10.2, within 7 days; the associated note requires entry into condition A for components
not within the pressure limit of SR 3.6.10.1. Required Actions B.1, B.2, and B.3 must all be
satisfied simultaneously; that is, they are joined together with logical AND" connectors.

The staff evaluated the proposed change and finds that the CTS treats the WC&PPS as a
system that is necessary for continued reactor operation. In basic terms, if the system is
inoperable, perhaps because pressurization is lost or air consumption is high, it must be
restored within a limited time or the reactor must be shut down, although CTS 3.3.D.2.c does
allow a portion of the weld channel pressurization system to be permanently disconnected if it is
not repairable. However, in the proposed ITS, the licensee proposes to treat the system as one
for which 100% operability is no longer essential. If portions of it break down, they may be
isolated and left that way indefinitely, after assuring that the broken portions do not, in
themselves, constitute containment leakage paths. Although the system itself would remain
operable, an unlimited number of the containment boundary components it was designed to
serve might no longer be connected to it. The original concept of the WC&PPS was to provide
an additional, continuing check on certain containment boundary components during the periods
between containment leakage rate tests, to provide added assurance that the containment
leakage rate remained within its limit. Very few plants were built with such systems, and it was
generally included because the plant was in a high-population-density area (e.g., Indian Point,
Zion). However, the system is not credited in accident or dose analyses, nor does it have a
post-accident safety function. Its function as a leakage checker is above and beyond the
containment leakage rate testing program required for every plant by
10 CFR Part 50, Appendix J.

Based on the length of years since P2 was originally licensed, the staff has conducted studies
which indicate that pre-existing containment leakage (i.e., before an accident occurs) is not very
risk-significant. NUREG-1493, "Performance-Based Containment Leak-Test Program," dated
September 1995, found that a pre-existing containment leakage rate could be increased to
100 times that allowed by TS without causing a significant increase in the risk to the public. This
is because the calculated risk is dominated by accident sequences which include early
containment failure. In other words, if the containment fails (breaks open) a few hours after the
beginning of an accident, a pre-existing leak is not important unless it is at least 100 times larger
than assumed in the design-basis accident analysis. This and other studies provided the basis
for the risk-informed, performance-based revision of Appendix J in 1995. This revision allowed
containment components that performed well to be tested less often than the nominal testing
frequency. In light of this information, the staff finds that it is acceptable for the licensee to de-
emphasize the importance of the WC&PPS. This approach assumes that the Appendix J
containment leakage rate testing program, and the containment inservice inspection (ISI)
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program required by 10 CFR 50.55a, are by themselves sufficient to assure that containment
leakage rate remains within its limit. Insofar as this assumption holds at nearly all of the other
plants in the country, which do not have WC&PPS-like systems, the staff finds it to also be valid
for Indian Point Unit 2.

Under ITS 3.6.10, if a portion of the system becomes depressurized, or if air consumption is
excessive, two things happen: 1) the licensee isolates the affected portion or component from
the WC&PPS to assure that the WC&PPS itself is not an open containment leakage path; and
2) the licensee evaluates the affected containment isolation barrier, as necessary, to assure that
the containment is not leaking in excess of its limit. The isolation of the affected portion or
component from the WC&PPS is accomplished in the same way that a containment piping
penetration is isolated if a containment isolation valve becomes inoperable: by a closed and de-
activated automatic valve, closed manual valve, blind flange, or check valve with flow through the
valve secured, with subsequent periodic verification of continued isolation.

Based on the above evaluation, the staff finds Conditions A and B of ITS 3.6.10, along with their
associated Required Actions and completion times, to be acceptable.

Timing of cold shutdown: CTS 3.3.D.3.a specifies that, if the WC&PPS is not restored to
operable status within the time period specified, then the reactor shall be brought to the hot
shutdown condition (Mode 3) using normal operating procedures. Thereafter, CTS 3.3.D.3.b
and c allow an additional 48 hours to restore WC&PPS before the reactor must be placed in
cold shutdown (Mode 5). Further, CTS 3.3.D.3.b requires that the reactor coolant system
temperature and pressure shall not be increased more than 25 'F and 100 psi over existing
values during the 48-hour period in Mode 3. ITS LCO 3.6.10, Required Action C.2, eliminates the
48-hour period by requiring the plant to go from Mode 3 to Mode 5 in 36 hours. In conjunction
with this, the ITS eliminates the requirement of CTS 3.3.D.3.b that the reactor coolant system
temperature and pressure shall not be increased more than 25 'F and 100 psi over existing
values during the 48 hour period in Mode 3. The staff finds that the plant should proceed
promptly to Mode 5 when LCO requirements are not met, so the proposed changes are
appropriate. The elimination of the restrictions on increasing temperature and pressure in Mode
3 is appropriate because the 48-hour period in Mode 3 is eliminated, and the plant will proceed
normally to Mode 5 within 36 hours. Finally, this part of the ITS is more restrictive than the CTS
and is consistent with the shutdown timing of typical similar STS. Therefore, the staff finds
these changes to be acceptable.

Timing of hot shutdown: CTS 3.3.D.3.a specifies that, if the WC&PPS is not restored to
operable status within a specified completion time, then the reactor shall be brought to hot
shutdown (Mode 3) using normal operating procedures and that the shutdown shall start no later
than the end of the specified period (i.e., the time allowed to restore WC&PPS to operable
status). Under the same conditions, ITS LCO 3.6.10, Required Action C.1, requires the plant to
be in Mode 3 in 6 hours. The ITS completion time of 6 hours to reach Mode 3 is more restrictive
9 the requirement to use normal operating procedures because the CTS completion time

could vary based on initial plant conditions. The staff finds that this change is acceptable
because it establishes a definite completion time, compared to the variable time allowed by the
CTS; and, further, that 6 hours to reach Mode 3 and 36 hours to reach Mode 5 are reasonable,
based on operating experience, and consistent with the shutdown timing of typical similar STS.
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Based on the above evaluations, the staff finds that the proposed LCO 3.6.10 for WC&PPS to
IP2 ITS is acceptable.

(3) The licensee added ITS 3.7.2 - Main Steam Isolation Valves (SIVs) and Main Steam Check
Valves (MSCVs) to the proposed P2 ITS. (Ml) I

R.Sj53,.B allows all 4 MSIVs to be inoperable for up to 72 hours prior to requiring initiation of
plant shutdown. The proposed ITS LCO 3.7.2,/equired/ction C.1, allows only one MSIV to be
inoperable for up to 72 hours prior to requiring initiation of a plant shutdown. If more than one

linoperable in Mode 1 (and not closed); ITS LCO 3.03 is immediately a ble and a
plant shutdown must be initiated within 1 hour. Proposed .2 deviates from ST .2 

e all 4 MSI~be ino era Ir rup to 7 rs rior to requin in of lant

:t A Maintaining the 72-hour allowable out of service time (AOT) for one inoperable MSIV is more
restrictive than the current licensing basis and is acceptable because () for a break upstream
of an MSIV, the MSCV in the upstream line with the faulted SG will Drevent the blow down of b
more than one SG even if multiple other MSIVs fail and ) for a break downstream of an MSIV,
blowdown of more than one SG will not occur if no other MSIVs fail. This change does not
introduce any operation which is un-analyzed while requiring that the reactor be shutdown
promptly when operating outside accident analysis assumptions regarding the available MSIV
and MSCV function following a steam line break. The staff finds this change has no adverse
impact on safety and therefore, acceptable.

Based on the above review, the staff finds the proposed ITS 3.7.2 acceptable becausee
allowed completion times are reasonable, based on operating experience, to reach the required
unit conditions from full power conditions in an orderly manner and without challenging unit
systems. The proposed change has no adverse impact on safety.
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operability, AOT and SRs which deviated from the Scope of STS conversion.

a 1P2's main feedwater isolation capability, consists of four main feedwater regulatin valves
(MFRVs), four low flow main feedwater bypass control valves (Low Flow MFBVs)sight main
eedwater isolation valves FIVs) two main boiler feedwater pump (MBFP) discharge valves
andtetripfunction for each MBFP. These components are operable when actuation and
isolation times are within limits and the valves will close on an isolation signal.

?te% a ~ti

%'jI -

-

Proposed ITS 3.7.3 establishes an AOT of 72 hours when one or more MFRVs, Low Flow
MFBVs, or MBFP trips are inoperable resulting in a loss of single failure tolerance but

6 the feedwater isolation function is maintained. The proposed AOT of 72 hours is
consistent with the recommended AOT in STS (NUREG 1431). ITS 3.7.3 also establishes an
AOT of 8 hours for any combination of inoperable MFRVs or Low Flow MFBVs and one or more
MFIVs or MBFP trips resulting in a loss of feedwater isolation safety function. The proposed
AOT of 8 hours is consistent with the AOT in STS.

Additionally, SRs of ITS SR 3.7.3 1 SR 3.7.3.2 and SR 3.7.3.3 are added to verify that the
MFRVs,4.ow Flow MFBVs n close and MBFPs trip on the required actuation signal and
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that the closure time of each valve and the pump trip is within the limit assumed in the accident
and containment analyses for a main steam line break accident and excessive heat removal due
to feedwater system malfunction.

The addition of specific requirements for MFRVs, Low Flow MFBVs, (iir MBFP trips (and
associated AOTs) is a more restrictive change because CTS does not specifically identify these
components and/or required level of redundancy. CTS requirements could be interpreted as
requiring operability of the MFCVs only.

Based on the above review, the staff finds the proposed change does not introduce any
operation which is unanalyzed while requiring more specific details regarding main feedwater s
isolation capability requirements in the technical specification ando not impact the
requirements of GDC 44. Therefore, specific issues that were considered outside the scope of
the TS conversion program related to ITS 3.7.3 are acceptable. _M

(5) The licensee proposed ITS LCO 3.7.8 which is re ve on er t
out of sDCe time of 12urs) without adoptingONUREG-1431 STS LCO 3.7.8 Note a v .

I and 2, fo service w m (DOCs LAI, LI, Ml, M2, M3, M4, M5, M6)V

As part of the application dated March 27, 2002, the licensee requested to extend the allowed out
Seas Qume~ > of service time for the service water pumps to 72 hours. At IP2, a total of six SWS pumps
I 2$ \~~o ~ supply two SWS headers. Three SWS pumps feed one header for d ial loads.

The essential loads are those which must have an upply of cooling water in the event
of a loss of offsite power and/or a LOCA. Examples of essential loads are containment fan
coolers and emergency diesel generators. Likewise, three SWS pumps feed another header for

\ ', . ote ) designated non-essential loads, The non-essential loads areQ _ w ich as lied fr the
"Rv\eA 1 designated non-essential SWS header by manually starting a service water pump when required
;ovi \ following a LOCA. The most significant non-essential loads are the component cooling water

heat exchangers. As a result of the design, any load on a given header can be fed from any of
the three pumps associated with that header.

CTS 3.3.F.I.a currently requires three SWS pumps to be operable on the essential SWS
header. Three are renuired because two essential SWS numns are required to meet the loads
in the accident analysis. CTS 3.3.F.2.a requires two SWS pumps to be operable on the non-
essential SWS header. Two are required because one non-essential SWS pump is required to
meet the loads in the accident analysis. Currently, CTS 3.3.F.l.b and 3.3.F.2.b allow 12 hours
for restoration of an essential SWS pump and 24 hours non-esse i um respectivel

-c, 'L to cL; E
The licensee proposed to extend the allowed outage time when one of tree esse
pumps is inoperable and/or one of two required non-essential SWS pumps is inoperable to
72 hours. The licensee stated that the change is acceptable because of the following reasons:
1) no functional capability is lost, and 2) a low probability of an event occurring during the AOT.
Additionally, two Notes are included in NUREG-1431, ITS LCO 3.7.8, Required Action A.1, that
the licensee did not include in the proposal. The first Note indicates that the applicable
Conditions and Required Actions of LCO 3.8.1, AC Sources - Operating," should be entered if
an inoperable SWS train results in an inoperable diesel generator. The second Note indicates
that the applicable Conditions and Required Actions of LCO 3.4.6, RCS Loops - MODE 4,"
should be entered if an inoperable SWS train results in an inoperable decay heat removal train.
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The first Note in NUREG-1431, LCO 3.7.8 is needed in the standard TS because the plant
modeled in NUREG-1431 has full train separation. With full train separation, the cooling water
for a diesel generator is provided by the service water pump that uses the same diesel generator
for power. As such, if the service water pump is inoperable, the associated diesel generator
needs to be declared inoperable. 1P2 does not have full train separation. Since all three
essential SWS pumps supply a single header, an inoperable essential SWS pump will not
prevent any diesel generator from receiving cooling water. However, if one essential SWS
pump, two non-essential SWS pumps, and a diesel generator associated with one of the
remaining operable essential SWS pumps are inoperable, then the SWS function may not be
satisfied in a loss of offsite power. In this case, the licensee would be required to enter
LCO 3.0.3 in 4 hours by LCO 3.8.1, Required Actions B.2 and E.1. By Note I in NUREG-1431,
LCO 3.7.8, a licensee in a similar condition would be required to enter LCO 3.0.3 in 2 hours as
required by a combination of LCO 3.7.8, Required Action A.1 and LCO 3.8.1 Required
Action E.1. The licensee stated that the difference of 2 hours is acceptable for the following
reasons: 1) the increased amount of time to reach MODE 5 from 38 hours to 40 hours is very
small; 2) the low probability that the plant will ever be in the highly degraded condition where this
time extension would apply; and 3) the very low probability that the plant will experience an
accident with a loss of offsite power during this additional two hour period. Based on the
licensee's assessment, the staff concludes that the two hour difference is negligible and Note 1
is not necessary for P2.

The second Note in NUREG-1431, LCO 3.7.8 is also needed in the STS because the plant
modeled in NUREG-1431 has full train separation. In the modeled plant, there is one component
cooling water heat exchanger associated with each SWS train. As such, an inoperable SWS
train could prevent the component cooling water from supporting the residual heat removal
system heat removal function. The licensee stated that Note 2 is not necessary for P2 because
9 all three SWS pum ai to thejessential SWS header can be aligned to either component
cooling water system heat exchanger and either component cooling water system heat
exchanger can be aligned to support either residual heat removal system heat exchanger.
Based on the licensee's assessment, the staff concludes that Note 2 is not necessary for IP2.

The staff concludes that the licensee has provided sufficient justification the
less restrictive (i.e., longer) allowed out of service time of 72 hours, without NUREG-1431 ITS
LCO 3.7.8 Notes 1 and 2; therefore, proposed ITS, for the service water pumps is acceptable.
The staff concludes, based on the considerations discussed above, that proposed

& EaLCO 3.7.for1AF rlwris acceptable.

(6) The licensee proposed ITS LCO 3.8.1 to replace the current CTS 3.7 and requires that
onsite and offsite electrical power systems are operable in Modes 1. 2. 3 and 4. (DOCs LA1,
LA3, LI, L2, L3, L4, L5, L6, Ml, M2, M3,M4, M6, M7, M8, M9, M10 M M12, M13, M14,M15.

HE6 Jeteurmes o T3.spey that requirements r onsind offsite electrica
powe ystm are applicable only whee reactor is placed in critica d, therefore, requires
onl thXereactor be made subcrit'd when requirements are noie . CTS 4.6 do not
esta~h anyrequirements for th y~riodic verification of correctJ-reaker alignment ad

The licensee, in electing to implement the specifications of the ITS, proposed a number of
changes to requirements which are more restrictive than those in the CTS. CTS 3.7.A specifies



- - - --.

-41-

that requirements for onsite and offsite electrical power systems are applicable only when the
reactor is critical and, therefore requires only that the reactor be made subcritical when
requirements are not met.

The proposed LCO 3.8.1 requires that onsite and offsite electrical power systems are operable
in Modes 1,2,, and 4. LCO 3.8.1 Required Actions F.1 and F.2 require that the reactor be in
Mode 3 in 6 hours and Mode 5 in 36 hours if allowable out of service time for inoperable
equipment are exceeded or compensatory actions are not met. Additionally, LCO 3.8.1,
Required Actions G.1 and H.1, require immediate entry into LCO 3.0.3 (i.e., be in Mode 3 in 7
hours and Mode 5 in 37 hours) whenever all redundancy in the AC electrical power supplies has
been lost and any further losses in the AC electrical power system will cause a loss of safety
function or a loss of safety function has already occurred.

The NRC staff evaluated the following changes to CTS 3.7 to ensure that all changes
current requirements are acceptable and that ITS LCO 3.8.1 to re safe
operation and are consistent with NUREG-1431, and applicable regulatory requirements of GDC
17 and 10 CFR 50.36.

CTS 3.7.A.4 requires that the four 480 V safeguards buses 2A, 3A, 5A and 6A are energized.
This requirement is maintained in TS 3.8.9, Distribution Systems - Operating. The proposed
change adds a Note to new LCO 3.8.1, Required Actions D.1 and D.2, requiring that when
Condition 0 is entered with no AC power source~to any train, the Conditions and Required
Actions for LCO 3.8.9 "Distribution Systems - Operating," must be immediately entered. This

Select allows Condition D to provide requirements for the loss of one offsite circuit and one DG, without
regard to whether a train is de-energized. Proposed ITS LCO 3.8.9 provides the appropriate
restrictions for a de-energized train. The staff finds the proposed change to be conservative and
acceptable.

CTS 3.7 and CTS 4.6 do not establish any requirements for the periodic verification of correct
breaker alignment and indicated power availability for offsite circuits.0,,oposed SR 3.8.1.1 is
added to require verification every 7 days that each breaker in the offsite circuit is in its correct
position. Additionally, LCO 3.8.1, Required Actions A.1 and B.1, are added to require
performance of SR 3.8.1.1 within 1 hour and every 8 hours thereafter whenever the number of

-AC onsite sources or the number of offsite AC sources is one less than required. The staff finds
the addition orequirements for periodic verification of correct breaker alignment and indicated

C power availability or offsite circuits _Lerification of correct breaker
alignmenta r nc ver i n o indicated power availability for
offsite circuit whenever the number of AC onsite sources or jbhnumber of offsite AC sources
is one less than require conservative and acceptable.ILCO 3.8.1, equired Action A.3, is
added to require that required features with no offsite power automatically available are declared

23t inoperable when its redundant required feature is inoperable within 24 hours from discovery of
no offsite power automatically available to one train. C A tqiq provides assurance that
6Fpaventu51nciderD ~a single falure ofj e

-associated DU will not result in a complete loss of redundant required features. The staff finds
the proposed change to be conservative and acceptable.

CTS 3.7.B.4 requires that the 6.9 kV bus tie breaker control switches 1-5, 2-5, 3-6, and 4-6 are in
the "pull out" position and tagged to prevent an automatic transfer of the 6.9 kV buses 1,2 3 and
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4, when the 13.8 kV offsite source is being used to feed 6.9 kV 5 and 6. The proposed LCO
3.8.1, Required Action A.2, replaces "6.9 kV bus tie breaker control switches 1-5, 2-5, 3-6, and 4-
6 in the Central Control Room shall be placed in the "pull-out" position and tagged" with "verify

So _ automatic transfer of 6.9 kV buses ,p and 4 to 6.9 kV bus 5 and 6 is disabled." Additionally,
the licensee relocated the phrase "6.9 kV bus tie breaker control switches 1-5, 2-5, 3-6, and 4-6
in the Central Control Room shall be placed in the "pull-out" position" from TS to te-ases for
LCO 3.8.1. In the Bases, however, the word "tagged" was dropped. s not clar =
to how the operator will know that the switches are in the pull-out" position if the switches ~
otta ed and requested eto provide justification for removing the current

requirementso tagging the switches. Subsequently, the licensee revised the Bases for LCO
3.8.1, Required Action A2, to specify that breakers should be tagged in the pull-out position if the
automatic transfer function is expected to be disabled for more than one shift. The staff finds the
proposed change to be conservative and acceptable.

CTS 4.6.A.1 requires that each month each DG must be manually started and synchronized to
its bus or buses and to assume the normal bus load and run for a period of time sufficient to
reach stable operating temperatures. The proposed SR 3.8.1.2 and SR 3.8.1.3 maintain these
requirements and establish more restrictive acceptance criteria for DG starting and DG loading

g o: a iend4 tpifth tes. Specifically, SR 3.8.1.2 requires that each DG starts from standby
conditioreand achieves, in less than or equal to 10 seconds, voltage greater than or equal to

f<.4 V and less than or equal to 500 V, and frequency greater than or equal to 58.8 Hz and less
N'7~' than or equal to 61.2 Hz. SR 3.8.1.3 requires that the DG start test is immediately followed by

one hour of operation at 90% to 100% of the continuous rating of the DG versus the CTS
requirement to assume the normal bus load. The staff finds the proposed change to be
conservative and acceptable.

CTS 4.6 does not include any requirement for periodically checking the DG fuel inventory in
the da tanks. The proposed SR 3.8.1.4 adds a new requirement to verify, once per 24 hours,

at G fuel inventoryvin day tanks is greater than or equal to 115 gallons. The requirement
ensures that the day tank contains sufficient fuel for DG starting and loading following a start
signal and that automatic fuel transfer function is working. The staff finds the proposed change
to be conservative and acceptable.) CTS 4.6 also does not include any requirement
periodically check(g for and remov) accumulated water from each day tank. The proposed
SR 3.8.1.5 addsoa new requirement to check for and remove accumulated water from each day

_X ~ tank once every 31 days. The proposed change would reduce the potential for fuel oil
I qS~e nsopo.4 degradation due to microbiological fouling and eliminate the potential for water entrainment in the

be fuel il durn G o eration CTS 4.6 does not include any requirement for verification of the
N~u4 stproper operation of e automatic makeup of fuel oil from the storage tank to the DG day tank.

The proposed SR 3.8.1.6 adds a new requirement to verify every 92 days that the fuel oil transfer
system operates to automatically transfer fuel oil from the storage tank to each DG day tank.
The proposed change ensures that the transfer system will support continuous QDeration of the ?

DG. The staff finds the proposed change to be conservative and acceptable. OTS 4.6 does not
include any requirements to verify the ability to transfer between the 138 kV,_ ,;;>
offsite source and the 13.8 kV offsite source to demonstrate the Operability of the 13.8 kV offsite
and/or the ability of this source to power the shutdown loads. The proposed SR 3.8.1.7 adds a
new requirement to verify every 24 months that offsite power can be manually transferred from
the 138 kV offsite (normal) source to the 13.8 kV offsite (alternate) source to demonstrate the
Operability of the 13.8 kV offsite source to power the shutdown loads as is assumed in the
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UFSAR. However, NUREG-1431 requires that this SR not be performed during Modes 1 & 2.
The staff requested the licensee to justify0 not having any Mode restriction for this SR.

_ Subseuently, the licensee revised SR 3.8.1.7 to include the following Note: "This SR shall not
Lg normalv'oerformed in Mode 162. Howeverthis SR may be performed to reestablish

g OPERABILITY provided an assessment determines the safety of the plant is maintained or
enhanced." The staff finds the proposed change to be consistent with NUREG-1431 and,
therefore, acceptable. go

CTS 3.7 does not include any explicit requirement that automatic transfer function for the 6.9 kV
buses must be OPERABLE whenever the 138 kV offsite circuit is supplying 6.9 kV bus 5 6
and the Unit Auxiliary Transformer is supplying 6.9 kV bus 1, 2, 3 or 4. The proposed Note to
LCO 3.8.1, adds an explicit requirement for the Operability of this function. The staff finds the
proposed change to be conservative and acceptable., CTS 4.6 does not include any
requirements to verify that 6.9 kV buses 2 and 3, which are powered directly from the main
generator via the unit auxiliary transformer when the plant is at power, will auto transfer back to
6.9 kV buses 5 and 6 (i.e., the offsite source) if the main generator trips. The proposed
SR 3.8.1.8 adds a new requirement to verify every 24 months that 6.9 kV buses 2 and 3 will auto
transfer to 6.9 kV buses 5 and 6 following a loss of voltage on 6.9 kV buses 2 and 3. However,
NUREG-1431 requires that testing of transferring power from one source to another must not be
performed during Modes I & 2. The staff requested the licensee to justify not having any Mode
restriction for this SR. Subsequently, the licensee revised SR 3.8.1.8 to include the following
Note: "This SR shall not normally'performed in Mode 1@2. However, this SR may be
performed to reestablish OPERABILITY provided an assessment determines the safety of the
plant is maintained or enhanced." This Note is consistent with NUREG-1431. The staff finds the

9 proposed change to be conservative and acceptable.,CTS 4.6 does not include any
requirements to verify a DG's automatic trips are bypassed during an emergency DG start.

Afroposed SR 3.8.1.9 is added to verify every 24 months that a loss of voltage signal on the
emergency bus concurrent with an ESF actuation signal causes each DG's automatic trips to
be bypassed except for those trips identified in the UFSAR as not being bypassed. The trips not
bypassed are engine overspeed, low lube oil pressure, and the start failure relay (i.e., engine
over crank). This test is needed to verify that non-critical trips will not prevent the DG from
responding as required. The staff finds the proposed change to be conservative and
acceptable CTS 4.6.A.2 requires that at least once every 24 months each diesel generator
shall be manually started, synchronized, and loaded up to its continuous (nameplate) and
term ratings. Q/roposed SR 3.8.1.10 maintains this requirementrequires that this
endurance run continue for at least 8 hours. Additionally, SR 3.8.1.10 specifies that this
endurance run is conducted with the DG loaded between 105% and 110% of the continuous
rating (i.e., between 1837 kW and 1925 kW) for greater than or equal,,no g

hours and between 90% and 100% of the continuous rating (i.e., between 1575 kW and
1750 kW) for the remaining hours of the test. In addition, this test must be conducted with a
power factor less than or equal to 0.85 lagging. Although, the proposed change is not consistent
with the recommendations of Regulatory Guide .9, "Selection, Design, Qualification,,~nd
Testing of Emergency Diesel Generator Unitsilsked/s Class 1 E Onsite Electric Power Systems
Lt Nuclear Power Plants," which requires that the DGs be tested for 24 hours.Iie staff finds the
proposed change to test the DGs for 8 hours rather than 24 hours as an improvement over the
current requirements. Therefore, the proposed change is acceptable. CTS 4.6.A.3 includes a
requirement to verify that the DGs assume their required loads within 60 seconds after the initial
start signal; however, CTS 3.7 and CTS 4.6 do not require periodic verification that load timers
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that auto-connected emergency loads operate within the time interval assumed in the safety
analysis. e$oposed SR 3.8.1.11 adds a new requirement to verify eve 24 months that
individual load timers function to auto-connect emergency load s on eto the
emergency bus within the time interval assumed in the safety analy he staff finds the
proposed change to be conservative and acceptable.

CTS 4.6.A.3 requires verification every 24 months of the ability of the plant to respond to a
design basis accident with concurrent loss of offsite power. This test requires verification of
required bus load shedding, automatic start of each DG, restoration to operation of particular
vital equipment via the DG, and verification that the DG powers the required loads within
60 seconds after the initial start signal. QWoposed SR 3.8.1.12 maintains this requirements

establishes more restrictive acceptance criteria for DG starting. Specifically,
SR 3.8.1.12 requires that each DG starts from standby conditions and achieves, in less than or
equal to 10 seconds, voltage greater than or equal to 428 V and less than or equal to 500 V, and
frequency greater than or equal to 58.8 Hz and less than or equal to 61.2 Hz. This acceptance
criteria ensures that the test verifies that the DG achieves the voltage and frequency determined
to be suitable for accepting ESF loads within the time assumed in the accident analysis.
Additionally, SR 3.8.1.12 requires that the DG operate at the assumed load for a minimum of 5
minutes. Note 3 to SR 3.8.1.12 maintains the allowance in CTS allowing this SR to be
conducted with only one safeguards train at a time or with two or three safeguards trains
concurrently. The staff finds the proposed change to be conservative and acceptable.

/TS 3.7.B.4 requires that the 6.9 kV bus tie breaker control switches 1-5, 2-5, 3-6, and 4-6 are in
the "pull-out" position and tagged when the 13.8 kV offsite source is being used to feed
6.9 kV buses 5 and 6. The proposed LCO 3.8.1, Required Action A.2 and associated Note,
maintain the requirement to disable automatic transfer of 6.9 kV buses 1, 2, 3, and 4 to the
offsite source if the 13.8 kV offsite source is supplying 6.9 kV bus 5 or 6 except that LCO 3.8.1,
Required Action A.2 Note, requires this restriction only if 'the Unit Auxiliary Transformer is
supplying 6.9 kV bus 1, 2, 3 or 4." This is because it will allow operating one or two reactor
coolant pumps supplied by the 13.8 kV offsite source when in Modes 3 or 4 consistent with the
administrative controls governing loading of the 13.8 kV offsite source. With one or two RCPs
supplied by the 13.8 kV offsite source, the 13.8 kV source retains sufficient capacity to support
ESF loads required in Modes 3 and 4. Since it will not permit the plant to be placed in a
configuration where a trip of the main generator could overload the 13.8 kV offsite source, the
staff finds the proposed change to be acceptable.

CTS 3.7.B.3 allows either the 138 kV or the 13.8 kV offsite source to be inoperable for 24 hours
provided the three diesel generators are operable. It also specifies that this allowable out of
service time (AOT) may be extended beyond 24 hours if NRC approval is granted. 
.$roposed LCO 3.8.1, Required Action A.4, establishes an AOT of 72 hours for one inoperable
offsite source and eliminates the statement that the AOT may be extended with NRC approval.
The staff finds the proposed change to be consistent with the recommendations of Regulatory
Guide 1.93, 'Availability of Electric Power Sources" Revision 0Wand therefore acceptable.

?"ACTS 3.7.B.1.al requires that features redundant to the features powered by an inoperable DG
must be Operable as a prerequisite for using the 7 day AOT for an inoperable DG. If an
inoperable DG supports a feature where the redundant feature is inoperable, then CTS 3.0.1
would require initiation of a reactor shutdown. This requirement ensures that loss of offsite
power when a DG is inoperable will not result in a loss of safety function which could happen if
both a feature powered from an inoperable DG and its redundant feature (which is inoperable)
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both fail to perform their required safety function. The proposed LCO 3.8.1, Required Action
B.2, maintains the requirement from CTS 3.7.B.1 .a, by ensuring that-required features supported
by an inoperable diesel generator are declared inoperable when its required redundant feature is
inoperable; however, LCO 3.8.1, Required Action B.2, allows 4 hours to implement this
requirement. If both a DG and a required feature powered from a different DG
remain inoperable after the 4 hour Completion Time for Required Action B.2, then TS 3.0.3
would require initiation of a reactor shutdown. The staff finds the 4 hour completion time for go
Required Action to be a reasonable time to allow the operator to evaluate and repair any -~

discovered inoperabilities before subjecting the plant to the risk caused by the transient
associated with shutdown. Therefore, the proposed change is consistent with NUREG-1431,
and is acceptable.

CTS 3.7.B.1 requires that the Operable DGs must be tested whenever a DG is declared
@ inoperable forreasor) other than preplanned maintenance or testing (based on the

presumption there Is no need to suspect common mode DG failure when the DG is inoperable
for these reasons); however, no completion time is specified. The proposed LCO 3.8.1,
Required Actions B.3.1 and B.3.2, maintain the same requirement, however, they allow omitting
testing of the Operable DGs even if the DG is inoperable for reasons other than preplanned
maintenance or testing if it can be determined that the cause of the DG's inoperability does not
exist on the Operable DGs. Otherwise the testing must be completed within 24 hours. The staff
finds the proposed change to be consistent with the recommendations of Generic Letter 84-

,e 15,Proposed Actions to Improve and Maintain Diesel Generator Reliability," to eliminate
nnecessary testing and thereforeacceptable.

CTS 3.7.B does not specify any Required Actions and Completion Times if more than one DG
or more than one offsite source is inoperable or if a DG and offsite source are inoperable

<Pj concurrentlyAerefore, CTS 3.0.1 requires that a reactor shutdown is initiated immediately with
the reactor in hot shutdown within the next 7 hours and cold shutdown within the following
30 hours. Under the same conditions,@ proposed LCO 3.8.1, Required Action C.2, allows
24 hours to restore at least one offsite source if both are inoperable; Required Actions D.1 and
D.2, allow 12 hours to restore an offsite source or a DG if one offsite source and one DG are
inoperable; and, Required Action E.1, allows 2 hours to restore at least 2 DGs to Operable if 2 or
more DGs are inoperable. The licensee states that extending the AOTs for multiple inoperable
AC sources is needed because the extended AOTs provide time to allow the operator to
evaluate and repair any discovered inoperabilities before subjecting the plant to transients
associated with shutdown. The staff finds the proposed changes to be consistent with the

, ; recommendations of Regulatory Guide 1.93 and eable.XWSe chanq
o ,.nt witthe intent of NUREG-1431. )

CTS 4.6.A.3 requires verification every 24 months of the ability of the plant to respond to a DBA
with concurrent loss of offsite power (LOOP/LOCA test). This test is conducted by simulating a
loss of "all normal AC station service power supplies" in conjunction with a simulated SafetL
In'ection Signal (i.e., all three DGs and safeguards power trains are tested concurrently). 6

'roposed SR 3.8.1.12 maintains this requirement; however, SR 3.8.1.12, Note 3, allows the SR
to be conducted with only one safeguards power train at a time or with two or three safeguards
power trains concurrently. SR 3.8.1.12, Note 2, requires that this test must not be conducted in
Modes 1, 2, 3 or 4. Additionally, SR 3.8.1.13 will require a simultaneous start of all three DGs at
least once every 10 years if SR 3.8.1.12 is conducted with only one DG at a time during the 10-
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year interval. The staff concludes that since allowing the LOOP/LOCA test to be conducted with
all 3 safeguards power trains concurrently is the current requirement and practice, the proposed
option to perform the LOOP/LOCA test with one safeguards power train at a time or with two or
three safeguards power trains concurrently will not compromise safety in conducting this test.
Therefore, the proposed change is acceptable.

Based on the above review, the staff finds that the proposed changes of ITS 3.8.1 are consistent
with the intent of NUREG-1431,o regulatory requirements of GDC 17 and^ _no R

I 10_CFRC50.36, do not have an adverse impact upon safety terefore, the proposed TS
conversion program related to ITS LCO 3.8.1 Saac table.

L614�11
-

'(7) TS LCO 3.8.3- LDiesel Fuel Ul a in, Air Cs LA1,L, L3, L4, L5, M1, M2, M
M4). The licencee proposed to a the following Surveillance Requirements:

(a) ITS SR 3.8.3.1 r irement for verification regarding the EDG fuel oil inventory in the
fuel oil sto ge tanks is relaxed.

(b) Proposed I does not adopt STS SR 3.8.3.2 requirement for verification re ding
the I e oil inventory.

(c) The Ii nsee added new sections to specify a range of pressure limits d impose
DCO and SR for the starting air receivers. CTS does not curre y have these

requirements.

There e three emergency diesel generators (EDGs) and their ass ted support systems for
IP2. e fuel oil storage and transfer systems for each EDG con of a 175-gallon day tank, a
7,7 0 gallon fuel oil storage tank, a transfer pump, and associFd piping, valves,

trumentation, and controls. The fuel oil storage and tran er systems for the EDGs at P2,
ere designed in such a way that fuel oil can be transfer d from one storage tank to feed

another EDG in the event of the failure of a fuel supply, an EDG. In addition, the on-site gas
urbine fuel oil storage tanks located at the Buchan Substation are available to store additiona
uel oil for P2 EDGs.

The three EDG fuel oil storage tanks are re ired to contain a minimum total of 19,000 useable
gallons (6334 gallons in the tank associ d with each EDG) to ensure that at least two of the
three EDGs can operate to power the inimum engineered safety loads for a duration of
73 hours following a loss-of-coolan ccident (LOCA). An additional 29,000 gallons of fuel oil
from the on-site gas turbine fuel storage tanks located at the Buchanan substation is requ
to be maintained and reserve or the P2 EDGs. This additional 29,000 gallons of fuel oi
sufficient for the operation the minimum required EDGs for an additional 112 hours

Regulatory Guide (R 1.137, Revision 1, Fuel Oil System for Standby Diesel erators,"
endorses America ational Standards Institute (ANSI) N195-1976, Fuel Qi ystem for
Standby Diesel enerators." N195-1976 requires the on-site fuel oil stor e be sufficient to
operate the nimum number of EDGs required following the DBA for even days. The
minimumel oil required to be maintained in the storage tanks is sed on either a seven day
time-de endent load calculation plus 10% margin, or a more c ervative calculation method
whic assumes that the EDG operates at continuous rated pacity for seven days. CTS
Ta e 4.1-3, Item 7, requires weekly verification of the ED fuel inventory with a maximum

ration of 10 days between verifications. Proposed I SR 3.8.3.1 retains the requirement for
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(7) The licensee proposed changes to ITS LCO 3.8.3 - Diesel Fuel Oil and Starting Air (DOCs
LA1, L1, L2, L3, L4, L5, MI, M2, M3, M4).

The licensee proposed a change to the CTS frequency for periodic verification of DG fuel oil
inventory from weekly to every 31 days for the fuel oil storage tanks and every 24 hours for the
DG fuel oil reserve storage tanks. The licensee proposed a new requirement for maintaining
minimum DG fuel oil inventory on site when the reactor is in Mode 5 and 6. The licensee also
proposed the addition of new requirements for DG starting air, and minimum DG fuel oil
inventory when in cold shutdown. The 1P2 CTS and UFSAR do not include any explicit
requirements for DG starting air, periodic testing of DG fuel oil, or minimum DG fuel oil inventory
when in cold shutdown. The licensee elected not to incorporate STS requirements for periodic
verification of minimum DG lube oil inventory and will use existing administrative controls to
ensure the minimum DG lube oil is maintained on site. The P2 CTS and UFSAR do not include
any explicit requirements for a minimum DG lube oil inventory.

(a) The staff evaluation of the proposed change to the CTS frequency for periodic verification of
DG fuel oil inventory from weekly to every 31 days for the fuel oil storage tanks and every 24
hours for the DG fuel oil reserve storage tanks is as follows:

There are three emergency diesel generators (DGs). The fuel oil storage and transfer system
for each DG consists of a 175 gallon day tank, a 7,700 gallon fuel oil storage tank, a transfer
pump, and associated piping, valves, instrumentation, and controls. If fuel oil from the
associated storage tank does not automatically replenish a DG's day tank, fuel oil from a storage
tank associated with a different DG will automatically be supplied. In addition to the 7,700 gallon
fuel oil storage tank associated with each DG, CTS requires that an additional 29,000 gallons of
DG fuel oil for the P2 DGs be maintained in reserve storage tanks onsite or at the Buchanan
Substation. Proposed ITS SR 3.8.3.1 and SR 3.8.3.2 maintain the CTS requirements for the
minimum amount and storage location for DG fuel oil.

CTS Table 4.1-3, Item 7, requires weekly verification of the DG fuel inventory with an allowance
permitting up to 10 days between verifications. Proposed ITS SR 3.8.3.1 retains the requirement
for periodic verification of the DG fuel oil inventory in the fuel oil storage tanks; however, the
frequency for this verification is increased from weekly to every 24 hours. Proposed ITS SR
3.8.3.2 retains the requirement for periodic verification of the DG fuel oil inventory in the fuel oil
storage tanks; however, the frequency for this verification is reduced from weekly to every 31
days.

The licensee stated that a 24 hour SR frequency for verification of DG storage tank fuel oil
inventory is needed because the DG fuel oil reserve is stored in fuel oil tanks that support the
operation of gas turbine peaking units. This warrants frequent verification that required offsite DG
fuel oil reserve volume is being maintained. Additionally, the DG fuel oil reserve includes oil
designated for the exclusive use of Indian Point 3 and the P3 UFSAR and the P3 Technical
Specifications require verification of the DG fuel oil reserve every 24 hours. This is more
conservative than the existing requirement; therefore, this is acceptable.

The licensee stated that a 31 day SR frequency for verification of DG storage tank fuel oil
inventory is acceptable because unit operators are cognizant of any large uses of DG fuel oil



which may require a special verification of the fuel oil inventory, and administrative controls
associated with the operation of the DGs are capable of ensuring that minimum fuel oil
inventories are maintained. In addition, the DG fuel oil storage tanks are equipped with low level
alarms which are set to alarm at the TS minimum fuel oil level. The licensee further stated that
this relaxation of SR frequency has no significant adverse impact on safety because a 31 day
SR frequency is adequate to ensure the effectiveness of the administrative controls that
maintain the tank fuel oil volume within required limits. Therefore, a weekly SR frequency
creates an administrative burden with no commensurate benefit of more prompt discovery of an
unanticipated low fuel oil volume in the storage tanks.

Based on our review of the licensee's submittal, the staff finds that the above proposed changes
to the proposed frequency of verifications of DG fuel oil inventory provide the appropriate
assurance that the required DG fuel oil inventory will be maintained on site when the reactor is in
Modes 1, 2, 3, and 4. Also, the SR frequency for verification of DG fuel oil inventory of once per
31 days is consistent with the STS.

(b) The staff evaluation of the proposed new requirement to maintain a minimum of 6334 gallons
of fuel oil in the storage tanks associated with the DGs that are required to be operable is as
follows:

The P2 CTS and UFSAR do not establish any requirements for DG operability or the
maintenance of a minimum DG fuel oil inventory when in Mode 5 or 6. The staff concurs that it
is acceptable that the minimum required DG fuel oil inventory take into account the reduced DG
loading required to respond to events in Modes 5 and 6. The staff also concurs that the
proposed DG fuel oil inventory is sufficient to support the two DGs required to be operable in
Modes 5 and 6 while a fuel transfer from the offsite DG fuel oil reserve or from another offsite
source is planned and conducted. Therefore, the proposed requirements for DG fuel oil
inventory in Modes 5 and 6 are acceptable.

(c) The staff evaluation of the proposed addition of new requirements for minimum DG starting
air pressure is as follows:

The P2 CTS do not include any explicit requirements for DG starting air. Proposed ITS SR
3.8.3.5 adds a new requirement to verify every 31 days that each DG air receiver is at the
minimum pressure required to support at least four start attempts consistent with the
requirements in UFSAR Section 8.2. Additionally, proposed LCO 3.8.3, Condition F, will allow 48
hours to restore pressure if the starting air receiver pressure is not sufficient for four successive
DG start attempts but sufficient for one start attempt. This allowance is less restrictive than the
CTS because it provides additional time to restore from a condition that under the CTS would
result in the DG being inoperable immediately.

The licensee stated that this range of pressure limits is supported by Consolidated Edison
Calculation No. MMM-00010-00, "Sufficient Storage in DG Air Receiver Storage," which
determined that an air receiver at the pressure of 250 psig is sufficient to support 4 normal DG
starts (i.e., the DG starts and reaches rated speed within 10 seconds) and, based on vendor
input, that an air receiver at the pressure of 90 psig will reliably start the diesel. The staff
reviewed the licensee's rationale and the P2 DG starting air system design and configuration.
The staff finds that the above proposed ITS LCO and SR sections, regarding the pressures to
be maintained in the starting air receivers for the DGs, meet the intent of the STS; and therefore,
is acceptable.



(d) The staff evaluation of the licensee intent not to adopt the STS SR 3.8.3.2 requirement for
periodic verification that the onsite DG lube oil inventory is sufficient to support a minimum of 7
days of DG operation is as follows:

The lube oil inventory maintained for DGs is required to support the operation of DGs which
provide the standby AC power sources to the plant. It has direct impact on DG operability, and
meets the minimum requirement as described in 10 CFR 50.36(c)(2)(ii) for inclusion in the TS.
As stated in the staffs Request for Additional Information (RAI), dated October 3, 2002, the staff
believed that the proposed ITS should retain the LCO and SR established in the STS for the lube
oil inventory required to be maintained for DGs.

In the response dated November 26, 2002, the licensee stated that the current P2 CTS do not
have explicit requirements for a periodic verification of minimum lube oil inventory required to be
maintained for DGs. However, 1P2 has an administrative program in-place for maintaining an
onsite inventory of lube oil to support a minimum of 7 days of DG post accident operation.
Therefore, P2 is not adding these STS LCO and SR to the ITS as new requirements for DG
lube oil system. Based on the staffs review of the licensee's rationale, and the fact that the
licensee has an administrative program in-place for maintaining a sufficient inventory of lube oil
onsite to support the DG operation, the staff finds that P2 not adopting these STS LCO and SR
in their proposed ITS is acceptable.

Based on the overall review and evaluation described above, the staff finds that the change to
the CTS frequency for periodic verification of DG fuel oil inventory from weekly to every 31 days
for the fuel oil storage tanks and every 24 hours for the DG fuel oil reserve storage tanks is
acceptable. The staff also finds that the licencee's proposed new requirement for maintaining
minimum DG fuel oil inventory on site when the reactor is in Mode 5 and 6 is more conservative
than the CTS and, therefore, is acceptable. The proposed addition of new requirements for DG
starting air is also acceptable. Finally, the licensee's election not to incorporate STS
requirements for periodic verification of minimum DG lube oil inventory on site is also
acceptable.

(8) The licensee proposed changes to ITS LCO 3.8.4. "DC Sources - Operating" (DOCs LA1,
LI, L2, Ml, M2, M3, M4, M5, M6).

CTS 3.7.B.5 and CTS 3.7.B.6 require that all four batteries and chargers are operable but allow
one of the four batteries to be inoperable for 24 hours if the associated charger is operable or
allow one of the four chargers to be inoperable for 24 hours if the associated battery is operable.
The licensee proposed ITS LCO 3.8.4, DC Sources - Operating," maintain the requirement that
all four batteries and all four chargers are operable. The licensee proposed adopting the STS
3.8.4 allowance permitting a battery charger to be inoperable for up to 7 days if the battery
terminal voltage can be maintained greater than or equal to the minimum float voltage and float
current can be restored to a level associated with a fully charged battery within 12 hours. The
licensee also proposed allowing both a battery and its associated charger to be inoperable for 24
hours, with the justification that both of the principal loads on the DC system (i.e., instrument
power supply inverters and DC control power) automatically transfer to an alternate power
source if the DC power supply is lost. Allowing both a battery and its associated charger to be
inoperable for 24 hours is less restrictive than both the CTS and STS.

The 125 V dc power supplies at 1P2 consist of four separate DC power subsystems, each
having its own battery, battery charger and power panel. Each battery is fed from a separate



charger and each charger is fed from a separate AC power panel. Under normal conditions, the
battery charger supplies the DC loads while maintaining its associated battery at full charge.
The battery provides power to the DC loads when the charger is not operable. Each battery can
carry its expected shutdown loads for two hours and each charger is capable of recharging its
own discharged battery within 15 hours while carrying its normal load. This design provides
sufficient redundancy so that the failure of any battery, charger or battery and changer will not
result in the loss of any safety function.

The staff evaluation of the proposed ITS LCO 3.8.4 is as follows:

(a) The licensee proposed adopting the allowance in STS LCO 3.8.4 permitting a battery
charger to be inoperable for up to 7 days if the associated battery terminal voltage can be
maintained greater than or equal to the minimum float voltage and float current can be restored
to and maintained at a level associated with a fully charged battery within 12 hours. This change
is consistent with STS 3.8.4, Condition A, which was evaluated by the staff and approved for
incorporation into Revision 2 of the STS as part of TSTF-360-A, Revision 1, on December 18,
2000.

The staff verified that the justification provided in TSTF-360-A, Revision 1, is applicable to the P2
design. The staff concluded that the proposed change adopting the allowance in STS LCO 3.8.4
permitting a battery charger to be inoperable for up to 7 days is consistent with the STS and is
acceptable.

(b) The licensee proposed allowing both a battery and its associated charger to be inoperable
for up to 24 hours because both of the principal loads on the DC system (i.e., instrument power
supply inverters and DC control power) automatically transfer to an alternate power source if the
DC power supply is lost. Allowing both a battery and its associated charger to be inoperable for
24 hours is less restrictive than both the CTS, which allows a battery or a charger to be
inoperable for 24 hours, and STS, which allows a battery or a charger or a battery and a charger
to be inoperable for 2 hours.

The P2 design includes four separate DC power subsystems that support both DC control
power and the inverters that support the vital instrument buses as follows:

Each of the four DC electrical power subsystems supplies power to an inverter that supports
one of the four Reactor Protection System (RPS) Instrumentation channels and one of the four
Engineered Safety Features Actuation System (ESFAS) Instrumentation channels. DC
electrical power subsystems 21 and 22 each supplies power to an inverter that supports one of
the two trains of RPS Instrumentation actuation logic and one of the two trains of ESFAS
Instrumentation actuation logic. This arrangement ensures that instrumentation safety functions
are maintained assuming the failure of any one of the DC electrical power subsystems. If the
associated DC electrical power subsystem fails, the inverter will automatically be bypassed and
the vital instrument bus will be supplied from a 480 V safety related bus via a transformer.

Two of the four DC power subsystems provide DC control power for the DGs and the circuit
breakers used for the control and protection of the 480 V safety related buses. Although not
required to satisfy requirements for redundancy, automatic transfer switches will switch DC
control power from the preferred source to the alternate source when the voltage of the preferred
source falls below a predetermined value (100 VDC), provided the voltage of the alternate
source is above a predetermined value (112.5 VDC). When the preferred source is restored to



112.5 VDC or higher, the transfer switch will transfer back to the preferred source. With only
one source energized, the transfer switch seeks the energized source. With this design,
redundancy for DC control power for the protection and control of the ESF Switchgear is
maintained even after the loss of any one DC power subsystem.

The licensee stated that the allowable out of service time of 2 hours for an inoperable DC
electrical power subsystem used in Regulatory Guide 1.93, "Availability of Electric Power
Sources," and the STS is based on a design with only two DC electrical power subsystems and
without automatic transfer of DC control power that maintains redundancy for DC control power
even after the loss of any one DC power subsystem. Therefore, the licensee proposed
Required Actions B.1, B.2 and B.3 which allow a DC electrical power subsystem to be
inoperable for up to 24 hours if the licensee verifies within two hours that DC control power is
being supplied by an operable DC subsystem or verifies by administrative means that the DC
control power automatic transfer feature is operable. Verification by administrative means
requires verification that the surveillance test of the DC control power automatic transfer feature
has been performed successfully within the required frequency. Additionally, the Required
Actions require the licensee to verify within two hours that inverters associated with all other DC
electrical power subsystems are operable. This Required Action recognizes there is increased
potential that the static inverter will transfer to the alternate source during an accident or
transient and, therefore, ensures that requirements in LCO 3.8.7, "Inverters - Operating," are
met if the inoperable battery and/or charger has caused the associated static inverter to transfer
to an alternate source. The 2 hour Completion Time for verification that alternate power supplies
are available for DC control power and the inverters is a reasonable time to assess unit status
as a function of the inoperable DC electrical power subsystem and, if an alternate source of
power for DC control power and the static inverter are not available, to initiate an orderly and
safe unit shutdown.

The Completion Time of 24 hours for restoration of an inoperable DC electrical power
subsystem is justified by the availability of alternate sources of control power for equipment
supported by the inoperable battery and/or charger. Additionally, a Completion Time of 24 hours
is consistent with the allowable out of service time for RPS and ESFAS Instrumentation
actuation logic trains in LCO 3.3.1,"Reactor Protection System (RPS) Instrumentation," and
LCO 3.3.2, "Engineered Safety Feature Actuation System (ESFAS) Instrumentation." Therefore,
the staff finds that, based on the P2 design, allowing both a battery and its associated charger to
be inoperable for 24 hours is acceptable.

In conjunction with this change, the licensee added a new surveillance, SR 3.8.4.4, to verify
every 24 months that each DC control power transfer switch will function as required. The
purpose of ITS SR 3.8.4.4 is to verify every 24 months that the alternate source of the DC power
subsystem will be connected immediately on degradation or loss of the preferred source. Also,
the requirement is consistent with the current licensing basis for confirming that the DC power
subsystem will be transferred to the preferred source when the preferred source is restored.
This is acceptable as it confirms that the DC power transfer switch will function properly and that
the frequency of 24 months is consistent with the expected fuel cycle.

(9) Licensee originally proposed ITS LCO 3.8.6 without including a requirement to verify battery
float current every 7 days but subsequently revised the submittal to include this requirement
(DOCs LA1, LA2, LA3, LI, L2, Ml, M2, M3, M4, M5).



The original proposed ITS 3.8.6 deviated from STS 3.8.6 by not including the STS requirement to
verify battery float current every 7 days

The staff evaluation for the originally proposed ITS LCO 3.8.6 is as follows:

CTS 4.6.c.1 and CTS 4.6.c.2 identify existing surveillance requirements for the station batteries,
as follows: Every month, the voltage of each cell, the specific gravity and temperature of a pilot
cell in each battery and each battery voltage shall be measured and recorded," and "Every 3
months, each battery shall be subjected to a 24-hour equalizing charge, and the specific gravity
of each cell, the temperature reading of every fifth cell, the height of electrolyte, and the amount
of water added shall be measured and recorded." The licensee proposed maintaining the
following CTS requirements: (1) monthly verification of battery pilot cell voltage and temperature
and electrolyte level of all cells; and (2) quarterly verification of each connected cell voltage. In
addition, the licensee proposed adopting ITS 5.5.15, "Battery Monitoring and Maintenance
Program," which would implement a formal program that provides for battery maintenance and
restoration from a degraded condition based on the recommendations of IEEE Standard
450-1995, "Recommended Practice for Maintenance, Testing and Replacement of Vented Lead-
Acid Batteries for Stationary Applications."

The licensee proposal did not include STS SR 3.8.6.1 which requires that the float current of
each battery be verified at an interval of 7 days because P2 does not have installed
instrumentation for monitoring float current. However, the proposed ITS SRs have no
surveillance activities at the 7 day interval, thus the operability for each battery is not determined
until other proposed SRs are conducted at 31 day intervals.

In response to the staffs Request for Additional Information (RAI), the licensee acknowledged
that the most accurate indicator of a return to full charge is a stabilized charging or float current.
Therefore, the licensee proposed using clamp type DC ammeters to monitor the battery float
current at a 7 day frequency consistent with STS SR 3.8.6.1, including the STS conditions and
required actions if float current requirements are not met.

STS SR 3.8.6.1 includes a bracketed value of • 2 amps as a typical float current of a fully
charged battery. The brackets indicate that a plant specific value must be used. The licensee
stated that the configuration of the battery cables (three separate cables for battery 21, two
separate cables for battery 22, one cable for battery 23 and one cable for battery 24) that
connect the batteries to the DC bus requires that up to three separate measurements be made
to determine the battery float current. The clamp type DC ammeters that will be used to monitor
the float current have an accuracy of 0.6 amps to 1 amp when used in the range of the float
current associated with a fully charged battery. Therefore, the licensee proposed the limits of 5
amps for batteries 21 and 22 and 3 amps for batteries 23 and 24 as acceptable values to
determine the state of charge of each battery considering the excess capacity of each of the P2
batteries. The staff concludes that the proposed amendment does not affect IP2's compliance
with the requirements of GDC 17; therefore, proposed ITS LCO 3.8.6 is acceptable.

(10) The licensee originally proposed ITS LCO 3.8.7. "Inverters - Operating." allowing an inverter
to be inoperable for up to 7 days. but subsequently revised the submittal to allow an inverter to
be inoperable for up to 24 hours which is consistent with the STS.

CTS 3.7 does not include any requirements for the inverters that support the 118 volt instrument
buses and does not include any restriction on the number or amount of time that instrument



buses may be powered from voltage transformers that act as backups to the inverters. The
licensee originally proposed ITS LCO 3.8.7, Inverters - Operating," allowing an inverter to be
inoperable for up to 7 days. The staff was concerned that a 7 day LCO was too long and also
was not consistent with NUREG-1431, which allows an inverter to be inoperable for only 24
hours. The staff requested the licensee to provide justification for having a 7 day LCO in lieu of
24 hours as recommended in NUREG-1431. Subsequently, the licensee revised LCO 3.8.7 to
reduce the LCO from 7 days to 24 hours. The staff finds the proposed change to ITS LCO 3.8.7
and associated SR 3.8.7.1 to be conservative, consistent with the intent of NUREG-1431,
Revision 2, and in compliance with the requirements of GDC 17. Therefore, proposed ITS LCO
3.8.7 is acceptable.
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verification regarding the EDG fu/oil inventory in the fuel oil storage tanks, however, the
frequency for the verification i elaxed. ITS SR 3.8.3.1 decreases the SR frequency from
weekly to every 31 days. T licensee stated that this relaxation of SR frequency is needed
because a weekly SR freqency creates an administrative burden with no commensurate
benefit of more promp iscovery of an unanticipated low fuel oil volume in the storage t s.
This 31-day SR fre ency is acceptable because unit operators are cognizant of any rge uses
of EDG fuel oil w h may require a special verification of the fuel oil inventory, and
administrative ntrols associated with the operation of the EDGs are capable of nsuring that
minimum fue ii inventories are maintained. In addition, the EDG fuel oil stora tanks are
equipped h low level alarms which are set to alarm at the TS minimum f oil level. The
license urther stated that this relaxation of SR frequency has no signifi nt adverse impact on
safe ecause a 31-day SR frequency is adequate to ensure the effe veness of the
a inistrative controls that maintain the tank fuel oil volume within quired limits.

ased on our review of the licensee's rationale stated in the s, ittal, the staff finds that the
above proposed conversion of CTS to ITS will have no effe on the total fuel oil inventory
required to be stored on site when the reactor is in Mode 1, 2, 3, and 4. The staff concurs with
the licensee that the EDGs required to be OPERABL MODES 5 and 6 will have sufficient
fuel oil in their associated storage tanks to support ntinuous operation to respond to events in
MODES 5 and 6. In addition, the staff concurs w the licensee that a weekly verification of the
EDG fuel oil inventory in the fuel oil storage taj creates an administrative burden with no
commensurate benefit of more prompt disc ery of an unanticipated low fuel oil volume in the
storage tanks. Also, the relaxed SR freq ncy of once per 31 days is consistent with the
guidance described in the STS. Theref e, the staff finds the above proposed conversion of
CTS to ITS acceptable.

(b) The proosed ITS does not o STS SR 3.8.3.2 requirement for verification re arding
the lube oil inventory. STS Soions 3.8.3 and SR 3.8.3 include LCO and SR, respectively, for
the lube oil inventory requir for EDGs.

The lube oil inventory aintained for EDGs is required to support the operation of EDG hich
provide the standby power sources to the plant. It has direct impact on EDG ope ility, and
meets the minimu requirement as described in 10 CFR 50.36(c)(2)(ii) for inclusi in the TS.
As stated in the taff's Request for Additional information (RAI), dated October , 002, the staff
believed that e proposed ITS should retain the LCO and SR established in t STS for the lube
oil invento required to be maintained for EDGs.

In the I response dated November 26, 2002, the licensee stated th the current P2 CTS do
not y~ve explicit requirements for a periodic verification of minimu be oil inventory required to
be, aintained for EDGs. However, P2 has an administrative pr ram in-place for maintaining

onsite inventory of lube oil to support EDG post accident o ration. Therefore, P2 is not
adding these STS LCO and SR to the ITS as new require nts for EDG lube oil system. Based
on the staffs review of the licensee's rationale, and the f that the licensee has an
administrative program in-place for maintaining a sufficXnt inventory of lube oil onsite to support
the EDG operation, the staff finds P2 not adopting tyse STS LCO and SR in their proposed ITS
regarding lube oil inventory as new requirements t he proposed ITS acceptable.
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c)In the proposed ITS LCO 3.8.3. thetensee added new sections to secify a range o 
(pressure limits and impose LCO andoR for the starting air receivers. Section SR 3.8.3.5 of eA
propo~sed ITS requires to verify aeach EDG starting air receiver pressure is > 250 psig once
per 31 days./

With regard to the air stz sytem, Standard Review Plan (SRP) Section 9.5.6, Emergency
Diesel Engine Startin ystem," provides the guidance to size the air receivers. SRP Section
9.5.6, in part, state hat as a minimum the air starting system should be capable of cranking a
cold diesel engi five times without recharging the air receiver(s). The air starting system
capacity shou be determined as follows: (1) each cranking cycle duration should be
approximaty 3 seconds; (2) consist of two to three engine revolutions; or (3) air start
require nts per engine start provided by the engine manufacturer; whichever air s
requir ent is larger. Also, STS Section SR 3.8.3.4 requires verification once p 1 days that
eac h>EDG starting air receiver pressure is greater than or equal to the high psure. STS

ction LCO 3.8.3.E requires that when one or more EDG starting air rec er pressure is lower
han the high pressure and greater than or equal to the low (minimum) ssure, restore the

starting air receiver pressure to greater than or equal to the high pr ure within 48 hours.

In the response dated, November 26, 2002, to the staffs RAI, tcensee stated that the current
IP2 Technical Specifications do not have explicit requiremer for the EDG starting air receivers,
and do not specify any required minimum pressure. In thpproposed ITS, the licensee added new
sections to specify a range of pressure limits and impe LCO and SR for the starting air
receivers. Section SR 3.8.3.5 of the proposed ITS requires to verify that each EDG starting air
receiver pressure is > 250 psig once per 31 day ITS Section LCO 3.8.3.E requires that when
one or more diesel generators with starting air eceiver pressure is < 250 psig and > 90 psig,
restore the starting air receiver pressure to 250 psig within 48 hours.

The licensee stated that this range of essure limits is supported by Consolidated Edison
Calculation No. MMM-00010-O0, S icient Storage in EDG Air Receiver Storage," which
determined that an air receiver aI e pressure of 250 psig is sufficient to support 5 normal EDG
starts (i.e., the EDG starts an eaches rated speed within 10 seconds) and, based on vendor
input that an air receiver at e pressure of 90 psig will reliably start the diesel. The staff reviewed
the licensee's rationale d the P2 EDG starting air system design and configuration, the staff
finds that the above p posed ITS LCO and SR sections, regarding the pressures to be
maintained in the s ting air receivers for the EDGs, meet the intent of the guidance descrjed in
the SRP and in t STS; and therefore, acceptable.

Based on t above overall review and evaluation for the proposed new sections specify a
range of essure limits and impose LCO and SR for the starting air receivers, e staff
conclu s that the proposed changes to ITS are consistent with the guidanc described in: the
STS egarding LCO and SR for EDG fuel oil inventory; N195-1976 regardi the design
requirements for the EDG fuel oil inventory; SRP 9.5.4 regarding EDG fI oil storage and

ansfer systems; and SRP Section 9.5.6 regarding EDG starting air stem. Therefore, the
above proposed conversion of P2 CTS to ITS LCO 3.8.3 is accep le.

(8) Licensee proposed ITS LCO 3.8.4, "DC Sources - Opera g" and associated ITS SR 3.8.4
are less restrictive than CTS 3.7B.5 and CTS 3.7.B.6. (DO LA1, LI, L2, Ml, M2, M3, M4, M5,
M6). CTS 3.7B.5 and CTS 3.7.B.6 allow one of the four b teries to be inoperable for 24 hours if
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e associated charger is operable or allow o of the four chargers to be inoperable for 24 hours
if the associated battery is operable.

The current WOG STS LCO 3.8.4 tes that:

The Train A and Train DC electrical power subsystems shall be
OPERABLE.

In lieu of STS LCO .. 4, the licensee proposed the following ITS LCO 3.8.4:

With Required ction A.1 that with one battery charger inoperable, enter Conditio for an
inoperable electrical power subsystem immediately OR perform required tion A.2.1 to
restore b ery terminal voltage to its minimum established float voltage wi n 2 hours and verify
battery oat current to within its established limit every 12 hours.

Th eS125 V dc power supplies at Indian Point 2 (P2) consist of fo separate power subsystems,
ch having its own battery, battery charger and power panel. ach battery is fed from a

separate charger and each charger is fed from a separate power panel. Under normal
conditions, the battery charger supplies the DC loads whi maintaining its associated battery at
full charge. The battery provides power to the DC a when the charger is not operable. Each
battery can carry its expected shutdown loads for hours and each charger is capable of
recharging its own discharged battery within 15 urs while carrying its normal load.

As indicated above, the licensee proposes quired Actions to Condition A and B in ITS LCO
3.8.4 that address the situation similar to at specified in STS LCO 3.8.4 - when a DC electrical
power subsystem is inoperable, by eit r one charger being inoperable or one DC subsystem
being inoperable for reasons other n the inoperability of the associated charger, Required
Actions A.1, A.1.2, B 1.1, and B. require verification that DC control power supplied by the
inoperable battery and/or char r is either being supplied by the alternate source or that the
automatic transfer switch th will cause the transfer to the alternate source is OPERABLE.
Additionally, Required Actn B.2 requires verification that inverters associated with all oth C
electrical power subsys ms are OPERABLE. This ensures that requirements in LCO .8.7,
'Inverters - Operatin are met if the inoperable battery and/or changer have cause e
associated static in erter to transfer to an alternate source. This Required Actio so
recognizes there increased potential that the static inverter will transfer to th altemate source
during an acci nt or transient. The 2-hour Completion Time reflects a rea nable time to
assess unit atus as a function of the inoperable DC electrical power su ystem and, if altemat
source of ower for DC control power and the static inverter are not av able, to initiate an
orderly d safe unit shutdown. This is acceptable as this change es not introduce any
opera n which is un-analyzed.

Rquired Action B.3 requires that an inoperable electrical poer subsystem be restored within
ours. A Completion Time of 24 hours for restoration of inoperable DC electrical power
ubsystem is justified by the availability of alternate so ces of control power for equipment
upported by the inoperable battery and/or charger. dditionally, Completion Time of 24 hours is
onsistent with the allowable out of service time I TS and ESFAS Instrumentation actuation\
Dgic trains in LCO 3.3.1 ,Reactor Trip System TS) Instrumentation," and LCO 3.3.2,
ngineered Safety Feature Actuation Syste (ESFAS) Instrumentation." This is acceptable as
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Ve esac n provides r te autohc transfer of both DC control power and the v tal
instrument bus to an alternate soe d

The licensee proposes to rev te following SURVEILLANCE REQUIREMENTS: 

a. SR 3.8.4.2 to verify ea battery charger supplies 250 amps at greater than or equalnd
to the minimum estab ed float voltage for 2 2 hours at interval of 24 months.

OR//
Verify each batte carger can recharge the battery to the fully charged state withy hours
while suppit e l argest combined demands of the various continuou 431, loads, aer
a battery d b3e to the bounding design basis event discharge state an (t qncng:

b. SRv.ic.2 to verify each battery charger supplies its associated batt his tes vasead
curst adequate to demonstrate battery charger capability requirement of t at tralof 24

fuased on the above review, the staff finds the propos d IT 1.w.2 as proposed by the
licensee to be consistent with the standard technical peation NUREG-1431, Revision 2.

The licensee proposes two modifications to STS S in note 1 reference to SR 3.8.6.6
is revised to be 3.8.6.5. This is an editorial correcj~ and is acceptable; and (b) the Frequency of
the service test of the battery is increased from months to 24 months. This test is a special
test of the battery capability, as found, to satisfthe design requirement of the DC electrical 
power system. The Frequency of 24 monks acceptable as it is consistent with the expected
fuel cycle length and recoTmendationstatRG 1.32 and RG 1.129 which state that the battery
service test should be perfomed dun refueling operations.

The licensee proposes ta the following SR 3.8.4.4 to the ITS which is also beyon L e
of STS LCO 3.8.4: //l

pR 3.8.4.4: Verify ever 24 months that each DC control power transfer witc function as D
follows: (a) tran ers from the preferred source to the alternate sou.e whe referred
source voltage es thanthe specified limit; and (b)transfers fror the onfrnate source to the
preferred sbyse when the preferred source voltage is greater than the precified limit.
SR 3.8.4.4j modified by a NOTE that states this SR is not requiredWy be met unless needed to
satisfy r irement of Required Action A.1.2" which is an OR requir ent to verify by
admini rtive means that associated DC control power autotranpler switch is OPERABLE. The
purpe of this ITS SR 3.8.4.4 is to verify every 24 months thatlt& alternate source of the DC
po er subsystem will be connected immediately on degradatjdn or loss of the preferred source.

gthe requirements are consistent with the current icen g basis for confirming that the DC
owr subsystem will be transferred to the preferred soure when the preferred source is

restored. This is acceptable as it confirms that the DC wer transfer switch will function
operly and that the frequency of 24 months is consis/nt with the expected fuel cycle.
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Based on the above review, the staff concludes that the proposed ITS LCO 3.8.4 and its
associated ITS SRs do not affect IP2's jlance with the requirements of GDC 17 ad
therefore, are acceptable./ 

(9) Licensee-proposed ITS LCO 3 .6 did not include a requirement to verify battery float curet
every 7 days and the associateeconditions (DOCs LAII, LA2, LA3, L1, L2, M, M2, M3 M4 15).
The original proposed ITS *' was deviated from STS 3.8.6 that specified this 7- day terval
requirement.

CTS 4.6.c.1 and 4. .2 identify existing SRs for the station batteries, as follow . "Every month,
the voltage of ea cell, the specific gravity and temperature of a pilot cell in ach battery and
each battery v age shall be measured and recorded," and "Every
3 months, e battery shall be subjected to a 24-hour equalizing cha e, and the specific gravity
of each c the temperature reading of every fifth cell, the height of ectrolyte, and the amount o
water aded shall be measured and recorded." The licensee di ot adopt STS
SR 3. .6 which requires that the float current of each battery b verified at an interval of 7 days.
Th emaining proposed ITS SRs have no surveillance acti tes at the 7-day interval; thus, the
operability for each battery is not determined until other posed SRs are conducted at 31-day
nterval. This was not acceptable.

In response to the staff's RAI, the licensee propo d the following: (1) that P2 is maintaining the
following CTS requirements: Monthly verificati of battery pilot cell voltage and temperature and
electrolyte level of all cells; (2) that IP2 to pe rm Quarterly verification of each connected cell
voltage; and (3) that proposed ITS 5.5.15," attery Monitoring and Maintenance Program" will
implement a formal program that provid for battery maintenance and restoration from a
degraded condition based on the re rmendations of IEEE Standard 450-1995 "Recommended
Practice for Maintenance, Testing d Replacement of Vented Lead-Acid Batteries for Stationary
Applications." In addition the lice ee acknowledge that 'The most accurate indicator of a retur
to full charge is a stabilized ch ing or float current of the battery.'

Based on the above review the staff verified in the P2 supplemental submittal that the ensee
has revised their propos ITS LCO 3.8.6 to include a requirement to verify battery fl t current
every 7 days and the a ociated conditions. STS 3.8.6.1 provides a bracketed va e of s 2 amps
as a typical float curr t of a fully charged battery. The brackets indicates that lant specific
value must be use IP2 does not have instrumentation installed to measure e float current of
the batteries, thu clamp type DC ammeters are used to monitor the float rrent with accuracy
of 0.6 amps to amp when used in the range of the float current associ d with a fully charged
battery; additi nally; the staff finds the P2 configuration of the cables ree separate cables for
battery 21, o separate cables for battery 22, one cable for battery and one cable for battery
24 that co nect the batteries to the DC bus and the capacities ra gs of the batteries, the limits
of 5 am for batteries 21 and 22 and 3 amps for batteries 23 d 24 are acceptable values to
deter ne the state of charge of each battery. Therefore, th taff concludes that the proposed
chares do not affect IP2's compliance with the requireme s of GDC 17 and, therefore, the
pro osed ITS LCO 3.8.6 is acceptable.

0) Licensee roposed ITS LCO 3.8.7 "Inverter - erating" oriainally limits the time the
inverter may be inoperable to 7days in its March 27, 2002, submittal. The staff was concerned
that the 7-day LCO was too long and also was npf consistent with NUREG-1431.
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CTS 3.7 does not include any re rements for inverters that support e -vo instumen
buses and does not include a restriction on the number or the amount of time that inst ent
buses may be powered fro constant voltage transformers that act as backups to the* verters.
Additionally, there are no S requirements for the periodic verification that inverter oltage and
requency are within r uired limits and that breaker alignment is correct. The pr osed LCO

3.8.7 requires that t inverters supplying each of the four 118 V AC instrume buses must be
Operable in Mod 1, 2, 3, and 4.

riginally, th icensee proposed LCO 3.8.7, Condition A and Require Action A.1, limited the
t ime the i erter may be inoperable to 7 days in its March 27, 200 submittal. Otherwise,
R equirf Actions B.1 and B.2, require that the reactor be in Mod 3 within 6 hours and Mode 5
w ithi 6 hours. The staff was concerned that the 7-day LC as too long and also was not
co opistent with NUREG-1 431. The staff requested the lice ee to provide justification for having

Xe 7-day LCO in lieu of 24 hours as recommended in N EG-1431. Subsequently, the licensee
revised LCO 3.8.7 to reduce the LCO from 7 days to hours.

LCO 3.8.7 Actions are modified by a note requiri the entry into the Conditions and Required
Actions of LCO 3.8.9, "Distribution Systems - erating," if an inoperable inverter results in a
120 volt AC instrument bus being de-energiz (i.e., neither the inverter nor backup
80 V/120 V constant voltage transformer* supplying the bus). SR 3.8.7.1 establishes a ew

requirement for periodic verification that e inverters are functioning properly (i.e., volte and
requency with acceptable limits) witha1 required circuit breakers closed and AC b es

energized from the inverter.

Based on the above review, th taff concludes that the proposed change to c ude a restriction
on the number or the amoun f time that instrument buses may be power d from constant
oltage transformers that a as backups to the inverters and the requir ents for the periodic

verification that invertr vos e and frequency are within ra i l end that breaker
aligmns corr ct is d e ro stoer tk a et rquirl. Therefore, the staff finds

he proposed change ITS LCO 3.8.7 and associated SR 3.8.7.iv be conservative, consisten
ith the intent of NlAEG-1 431, Revision 2, in compliance with Ype requirements of GDC 17 and

(11) Licensee ro^seIS551 DeB zu-wiWstn4rgamQevae
STS 5.5.13 36 e GWFffCTS or UFSAR have any reauirements for testing diese§ "
(DOC M). Prop I norporaes eereo Diesel Fuel Oil Testing, to requie tat a
diesel fuel oil testing program is maintained with specific TS requirements for acceptance criteria
and testing frequency. -

E JP2 design and licensing basis requires that each DG has an onsite underground storage tank
- containingoil for 48 hours of minimum safeguards load and a DG fuel oil reserve with suffic

(ts} f~uel to support an additional 5 days of operation:FlTS 5.5.11 will establish separate fuel oil testing
> D~~rroarams for onsite underground storage tanks and the DG fuel oil reserve tanks.

ttes pror~ltalsoincrporates several editorial changes in order to make the ITS
consstet wth te SS. ith a few exceptions, this program follows the requirements specified

in the STS.
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Although, in general, the diesel fuel oil testing program proposed by the licensee in ITS 5.5.11
conforms to the corresponding program in STS 5.5.13 of NUREG-1431, Revision 2 for
Westinghouse plants, several deviations exist. These deviations are listed below:

(1) In the scope of the diesel fuel testing program, a statement is added specifying that the
program applies to the onsite diesel fuel oil storage tanks and the reserve diesel fuel oil
storage tanks. The reason for this additional statement is to clarify that program
requirements apply to both the onsite storage tanks and thetj2reserve storage tanks.

(2) In the tests for determining acceptability of new fuel oil for use prior to its addition to the
storage tanks, the ITS does not include measurement of the fuel oil flash point. The
licensee justifies this deviation by referencing the specification in RG 1.137 which does not
include flash point determination for the new oil to be added to the supply tanks.

(3) The ITS broadens the requirements for verification of the new diesel fuel oil properties
following its addition to the storage tanks. The ITS proposed two options. Verification can
be satisfied by either sampling the new fuel oil or sampling the post addition fuel oil from
the tank. These two options are needed because fuel storage tanks in the Indian Point
plant are shared between the diesel generator in the nuclear plant and the gas turbine
peaking unit. In both cases, different diesel fuel oil management procedures are used.

(4) In the ITS, sampling of diesel fuel oil in the fuel oil reserve tanks deviates from the
procedure specified in the STS, because fuel oil sampling is limited to taking samples only
from the bottom of the tank. This limitation is due to the configuration of the reserve
storage tank which does not permit sampling other than from thM tt.

The licensee introduced the above modifications to the STS procedures to make the diesel
fuel oil testing program applicable to the specific situations existing in the P2 plant. Sharing the
fuel oil tanks by diesel generator and gas turbine required special test procedures and a specific
design of the fuel reserve storage tanks limited fuel oil sampling to taking bottom tank samples
only. However, these changes were not significant enough to make proposed ITS 5.5.11
meaningfully different from the STS of NUREG-1 431. The removal of the requirement for flash
point measurement in the ITS was justified by the licensee by referencing the diesel fuel oil
testing procedure in RG 1.137.

Based on the above review, the staff concludes that the licensee proposed diesel fuel testing
program will provide the required guidance for controlling diesel fuel oil quality and will contribute

(g b_ to the plant operation. Therefore, the proposed ITS 5.5.11 is acceptable.

4.0 COMMITMENTS RELIED UPON

In reviewing the proposed ITS conversion for P2)the staff has relied upon the licensee
commitment to relocate certain requirements from the CTS to licensee-controlled documents as
described in Table R, Relocated Items," Table LA, Removed Details and Less Restrictive
Administrative Changes to the CTS," attached to this SE. This table reflects the relocations
described in the licensee's submittals on the conversion. The staff requested and the licensee
submitted a license condition to make this commitment enforceable (see Section 5.0). Such a
commitment from the licensee is important to the ITS conversion because the acceptability of
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removing certain requirements from the TS is based on those requirements being relocated to
licensee-controlled documents where further changes to the requirements will be controlled by
regulations or other requirements (e.g., in accordance with 10 CFR 50.59).

5.0 LICENSE CONDITIONS

A license condition to define the schedule to begin performing the new and revised SRs after the
implementation of the ITS is to be included in the license amendment issuing the ITS. This
schedule is:

* For SRs that are new in this amendment, the first performance is due at the end of the first
surveillance interval that begins on the date of implementation of this amendment.

* For SRs that existed prior to this amendment whose intervals of performance are being
reduced, the first reduced surveillance interval begins upon completion of the first
surveillance performed after implementation of this amendment.

* For SRs that existed prior to this amendment that have modified acceptance criteria, the
first performance is due at the end of the first surveillance interval that began on the date
the surveillance was last performed prior to the implementation of this amendment.

* For SRs that existed prior to this amendment whose intervals of performance are being
extended, the first extended surveillance interval begins upon completion of the last
surveillance performed prior to the implementation of this amendment.

The staff has reviewed the above schedule for the licensee to begin performing the new and
revised SRs and concludes that it is an acceptable schedule.

Also, a license condition is to be included that will enforce the relocation of requirements from the
CTS to licensee-controlled documents. The relocations are provided in Table R, Relocated
Items," and Section 3.E above, Relocated Entire CTS Specifications." The license condition
states that the relocations would be completed no later than the implementation date of this
license amendment, and the relocations to the FSAR shall be reflected in updates completed in
accordance with 10 CFR 50.71(e). This schedule is acceptable.

6.0 STATE CONSULTATION

In accordance with the Commission's regulations, the New York State official was notified of the
proposed issuance of the ITS conversion amendment for P2. The State official had no
comments.

7.0 ENVIRONMENTAL CONSIDERATION B obs- )

Pursuant to 10 CFR 51.21, 51.32, and 51.35, an environmental assessment and finding of no
significant impact was published in the Federal Register on _3_(____ R_______
for the proposed conversion of the CTS to ITS for P2. Accordingly, based upon the
environmental assessment, the Commission has determined that issuance of this amendment
will not have a significant effect on the quality of the human environment.
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With respect to other changes included in the application for conversion to Improve echnical
Specifications the items change requirements with respect to installation or use of a facility
component located within the restricted area as defined in 10 CFR Part 20. The NRC staff has
determined that the amendments required by these other changes involve no significant increase
in the amounts, and no significant change in the types, of any effluents that may be released
offsite, and that there is no significant increase in individual or cumulative occupational radiation
exposure. The Commission issued proposed findings that the amendments required by these
other changes involve no significant hazards consideration, and there has been no public
comment on these findings published in the Federal Register on September 26, 2003
(68 FR 55660). Accordingly, these changes meet the eligibility criteria for categorical exclusion
set forth in 10 CFR 51.22(c)(9). Pursuant to 10 CFR 51 .22(b) no environmental impact
statement or environmental assessment need be prepared in connection with the implementation
of these changes.

8.0 CONCLUSION

The P2 ITS provides clearer, more readily understandable requirements to ensure safe operation
of the plant. The NRC staff concludes that the ITS for P2 satisfy the guidance in the Final Policy
Statement on TS improvements for nuclear power reactors with regard to the content of TS, and
conform to the STS provided in NUREG-1431, Revision 2, with appropriate modifications for
plant-specific considerations. The NRC staff further concludes that the ITS satisfy Section 1 82a
of the Atomic Energy Act, 10 CFR 50.36, and other applicable standards. On this basis, the NRC
staff concludes that the proposed ITS for P2 are acceptable.

The NRC staff has also reviewed the plant-specific changes to the CTS as described in this SE.
On the basis of the evaluations described herein for each of the changes, the NRC staff also
concludes that these changes are acceptable.
The Commission has concluded, based on the considerations discussed above, that:
(1) there is reasonable assurance that the health and safety of the public will not be endangered
by operation in the proposed manner; (2) such activities will be conducted in compliance with the
Commission's regulations; and (3) the issuance of the amendment will not be inimical to the
common defense and security, or to the health and safety of the public.

Attachments: 1. List of Acronyms
2. Table A of Administrative Changes to the CTS
3. Table M of More Restrictive Changes to the CTS
4. Table L of Less Restrictive Changes to the CTS
5. Table LA of Removed Details & Less Restrictive Administrative Changes to

the CTS
6. Table R of Relocated Specifications from the CTS

Lead ITS Conversion Reviewer: T. Le

Lead Project Manager: Guy Vissing

Principal Reviewers: C. Schulten A. Chu R. Tjader
N. Le R. Giardina K. Kavanagh
S. Sun R. Goel C. Harbuck
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J. Pulsipher D.Jackson 0. Chopra
J. Knox D. Shum S.Saba

Date:



List of Acronyms

AC Air Conditioning or Alternating Current
AFD Axial Flux Difference
ACT Allowed Outage Time
APRM Average Power Roan ge Mo, ito,
ASME American Society of Mechanical Engineers
ASTM American Society for Testing and Materials
ATWS Anticipated Transient Without Scram
A-TWS-RPT Aikipaited Ti isiitWithout a - Recirulation Pump Tp
BPWS _ nked Pesitien Withdrawsl Sequence
PWR Pressurized Water Reactor
WOG Westinghouse Owners Group
CCW Component Cooling Water
CW City Water
CFR Code of Federal Regulations
CRT Ghanncl Funct --- ITest
COLR
CRAGS

Core Operating Limits Report
_ Sir-

befe mee Mi _ ufowfgCYtr
CRD Control Rod Drive
CREF Control Room Envolopc Filtration
CRVS Control Room Ventilation System
CRWA Control Rod Withdrawal Accident
CST Condensate Storage Tank
CTS Current Technical Specification
DBA Design-Basis Accident
DC Direct Current
DG Diesel Generator
DNB Departure from Nucleate Boiling
DOC Discussion of Change (from the CTS)
ECCS Emergency Core Cooling System
EDG Emergency Diesel Generator
EaCnd IPT End of Cycl- RQcircultion Pump Trip
EPA Electrical Protection Ascombly-
ESF
FR
FR
FSBEVS
GDC
GE
HEPA
Hz
IRM
ISI
IVSW
ITS

Engineered Safeguard Feature
Federal Register

__s en--- __+ Tlrr - ___
rr~rCIIO iii -vIru i rnrmiIa I-ower.

Fuel Storage Building Emergency Ventilation System
General Design Criteria
General Eleetiri -
High Efficiency Particulate Air
Hertz
Intermediate Range Monitor
Inservice Inspection
Isolation Valve Seal Water
Improved (converted) Technical Specifications
Kilovolt

ATTACHMENT I
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kW Kilowatt
LCO Limiting Condition for Operation
LLS Low-Low Set
LOCA Loss of Coolant Accident
LOOP Loss of Offsite Power
LOP Loss of Power
LPC2rS Lov. Proesro Coro Spiay
L .ipC2 1 _r _ A;. Ra Monitor
LqF1 -- 46Logic System Functional Test
LTOP Low Temperature Overpressure Protection
MG Motor Generator
MSIV Main Steam Isolation Valve
MTC Moderator Temperature Coefficient
MWPT4 Megawaitt DaY611ort Torn
IP/.7 Indian Point Uniti'2
NUMAC Nuclear Measurement Analysis and Control
ODCM Offsite Dose Calculation Manual
PAM Post-Accident Monitoring
PIV Pressure Isolation Valve
P/T Pressure/Temperature
PORV Power Operated Relief Valve
QA Quality Assurance
QPTR Quadrant Power Tilt Ratio
RAI Request for Additional Information
RBM Roed Bloek Mienitef
RCS Reactor Coolant System
RIC Reacto Co Iselation Cooling
RCS Reactor Coolant System
RG Regulatory Guide
RHR Residual Heat Removal
RPS Reactor Protection System
RPV Reactor Pressure Vessel
RECC Rod Scquencc Control SySIom
RTP Rated Thermal Power
RWCU Resetor Water Cleenup
RIA Rod Worth ini-mi z r
RWST Reactor Water Storage Tank
SCIV Seendary Centainment Isolation Valve
spe Slutdewn Coling
SDM Shutdown Margin
SEA Soiam Dichargo Velume
SE Safety Evaluation
SER Safety Evaluation Report
SG Steam Generator
SGT Standby Gac Troatmcnt
SLC Stndby iquid Control
SR Surveillance Requirement
SRM Source Range Monitor
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SRV Safety/Relief Valve
SSER Supplemental Safety Evaluation Report
STS Improved Standard Technical Specification(s), NUREG-1431, Rev. 1
SW Service Water
TRM Technical Requirements Manual
TS Technical Specifications
TSTF Technical Specifications Task Force (re: generic changes to the STS)
UHS Ultimate Heat Sink
UPS Uninterruptible Power Supply
FSAR Final Safety Analysis Report
V Volt
VAC Volts Altemating Current
VFTP Ventilation Filter Test Program
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1.1 Definitions
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1.4 Frequency
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2.1 SLs
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3.0 SURVEILLANCE REQUIREMENT (SR) APPLICABILITY
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3.1.1 SHUTDOWN MARGIN (SDM)
3.1.2 Core Reactivity
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3.1.7 Rod Position Indication
3.1.8 PHYSICS TESTS Exceptions - MODE 2
3.2 POWER DISTRIBUTION LIMITS
3.2.1 Heat Flux Hot Channel Factor (Fa(Z))
3.2.2 Nuclear Enthalpy Rise Hot Channel Factor (FAH)
3.2.3 AXIAL FLUX DIFFERENCE (AFD) (Constant Axial Offset Control

(CAOC) Methodology)
3.2.4 QUADRANT POWER TILT RATIO (QPTR)
3.3 INSTRUMENTATION
3.3.1 Reactor Protection System (RPS) Instrumentation
3.3.2 Engineered Safety Feature Actuation System (ESFAS) Instrumentation
3.3.3 Post Accident Monitoring (PAM) Instrumentation
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3.3.5 Loss of Power (LOP) Diesel Generator (DG) Start Instrumentation
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1.0 USE AND APPLICATION

1.1 Definitions

- NOTE -
The defined terms of this section appear in capitalized type and are applicable throughout these
Technical Specifications and Bases.

Term Definition

ACTIONS ACTIONS shall be that part of a Specification that prescribes
Required Actions to be taken under designated Conditions within
specified Completion Times.

ACTUATION LOGIC TEST

AXIAL FLUX DIFFERENCE
(AFD)

CHANNEL CALIBRATION

CHANNEL CHECK

An ACTUATION LOGIC TEST shall be the application of various
simulated or actual input combinations in conjunction with each
possible interlock logic state required for OPERABILITY of a
logic circuit and the verification of the required logic output. The
ACTUATION LOGIC TEST, as a minimum, shall include a
continuity check of output devices.

AFD shall be the difference in normalized flux signals between
the top and bottom halves of a two section excore neutron
detector.

A CHANNEL CALIBRATION shall be the adjustment, as
necessary, of the channel output such that it responds within the
necessary range and accuracy to known values of the parameter
that the channel monitors. The CHANNEL CALIBRATION shall
encompass all devices in the channel required for channel
OPERABILITY. Calibration of instrument channels with
resistance temperature detector (RTD) or thermocouple sensors
may consist of an inplace qualitative assessment of sensor
behavior and normal calibration of the remaining adjustable
devices in the channel. The CHANNEL CALIBRATION may be
performed by means of any series of sequential, overlapping, or
total channel steps.

A CHANNEL CHECK shall be the qualitative assessment, by
observation, of channel behavior during operation. This
determination shall include, where possible, comparison of the
channel indication and status to other indications or status
derived from independent instrument channels measuring the
same parameter.

INDIAN POINT 2 1.1 - 1 Amendment No. 238



Definitions
1.1

1.1 Definitions

CHANNEL OPERATIONAL
TEST (COT)

CORE ALTERATION

CORE OPERATING LIMITS
REPORT (COLR)

DOSE EQUIVALENT 1-131

E- AVERAGE
DISINTEGRATION ENERGY

A COT shall be the injection of a simulated or actual signal into
the channel as close to the sensor as practicable to verify
OPERABILITY of all devices in the channel required for channel
OPERABILITY. The COT shall include adjustments, as
necessary, of the required alarm, interlock, and trip setpoints
required for channel OPERABILITY such that the setpoints are
within the necessary range and accuracy. The COT may be
performed by means of any series of sequential, overlapping, or
total channel steps.

CORE ALTERATION shall be the movement of any fuel,
sources, or reactivity control components, within the reactor
vessel with the vessel head removed and fuel in the vessel.
Suspension of CORE ALTERATIONS shall not preclude
completion of movement of a component to a safe position.

The COLR is the unit specific document that provides cycle
specific parameter limits for the current reload cycle. These
cycle specific parameter limits shall be determined for each
reload cycle in accordance with Specification 5.6.5. Plant
operation within these limits is addressed in individual
Specifications.

DOSE EQUIVALENT 1-131 shall be that concentration of 1-131
(microcuries/gram) that alone would produce the same thyroid
dose as the quantity and isotopic mixture of 1-131, 1-132,1-133,
1-134, and 1-135 actually present. The thyroid dose conversion
factors used for this calculation shall be those listed in Table III of
TID-14844, AEC, 1962, "Calculation of Distance Factors for
Power and Test Reactor Sites," or those listed in Table E-7 of
Regulatory Guide 1.109, Rev. 1, NRC, 1977, or ICRP 30,
Supplement to Part 1, page 192-212, Table titled, "Committed
Dose Equivalent in Target Organs or Tissues per Intake of Unit
Activity."

E shall be the average (weighted in proportion to the
concentration of each radionuclide in the reactor coolant at the
time of sampling) of the sum of the average beta and gamma
energies per disintegration (in MeV) for isotopes, other than
iodines, with half lives > 30 minutes, making up at least 95% of
the total noniodine activity in the coolant.
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1.1 Definitions

LEAKAGE LEAKAGE shall be:

a. Identified LEAKAGE

1. LEAKAGE, such as that from pump seals or valve
packing (except reactor coolant pump (RCP) seal
water injection or leakoff), that is captured and
conducted to collection systems or a sump or
collecting tank,

2. LEAKAGE into the containment atmosphere from
sources that are both specifically located and known
either not to interfere with the operation of leakage
detection systems or not to be pressure boundary
LEAKAGE, or

3. Reactor Coolant System (RCS) LEAKAGE through a
steam generator (SG) to the Secondary System;

b. Unidentified LEAKAGE

All LEAKAGE (except RCP seal water injection or leakoff)
that is not identified LEAKAGE, and

c. Pressure Boundary LEAKAGE

LEAKAGE (except SG LEAKAGE) through a nonisolable
fault in an RCS component body, pipe wall, or vessel wall.

MASTER RELAY TEST A MASTER RELAY TEST shall consist of energizing each
required master relays in the channel required for channel
OPERABILITY and verifying the OPERABILITY of each required
master relay. The MASTER RELAY TEST shall include a
continuity check of each associated required slave relay. The
MASTER RELAY TEST may be performed by means of any
series of sequential, overlapping, or total steps.

MODE A MODE shall correspond to any one inclusive combination of
core reactivity condition, power level, average reactor coolant
temperature, and reactor vessel head closure bolt tensioning
specified in Table 1.1-1 with fuel in the reactor vessel.

INDIAN POINT 2 1.1 - 3 Amendment No. 238



Definitions
1.1

1.1 Definitions

OPERABLE - OPERABILITY

PHYSICS TESTS

A system, subsystem, train, component, or device shall be
OPERABLE or have OPERABILITY when it is capable of
performing its specified safety function(s) and when all
necessary attendant instrumentation, controls, normal or
emergency electrical power, cooling and seal water, lubrication,
and other auxiliary equipment that are required for the system,
subsystem, train, component, or device to perform its specified
safety function(s) are also capable of performing their related
support function(s).

PHYSICS TESTS shall be those tests performed to measure the
fundamental nuclear characteristics of the reactor core and
related instrumentation. These tests are:

a. Described in UFSAR Chapter 13, Tests and Operations,"

b. Authorized under the provisions of 10 CFR 50.59, or

c. Otherwise approved by the Nuclear Regulatory
Commission.

QUADRANT POWER TILT
RATIO (QPTR)

RATED THERMAL POWER
(RTP)

QPTR shall be the ratio of the maximum upper excore detector
calibrated output to the average of the upper excore detector
calibrated outputs, or the ratio of the maximum lower excore
detector calibrated output to the average of the lower excore
detector calibrated outputs, whichever is greater.

RTP shall be a total reactor core heat transfer rate to the reactor
coolant of 3114.4 MWt.
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SHUTDOWN MARGIN (SDM) SDM shall be the instantaneous amount of reactivity by which
the reactor is subcritical or would be subcritical from its present
condition assuming:

a. All rod cluster control assemblies (RCCAs) are fully
inserted except for the single RCCA of highest reactivity
worth, which is assumed to be fully withdrawn. However,
with all RCCAs verified fully inserted by two independent
means, it is not necessary to account for a stuck RCCA in
the SDM calculation. With any RCCA not capable of being
fully inserted, the reactivity worth of the RCCA must be
accounted for in the determination of SDM, and

b. In MODES 1 and 2, the fuel and moderator temperatures
are changed to the nominal zero power design level.

SLAVE RELAY TEST

STAGGERED TEST BASIS

THERMAL POWER

TRIP ACTUATING DEVICE
OPERATIONAL TEST
(TADOT)

A SLAVE RELAY TEST shall consist of energizing each required
slave relays in the channel required for channel OPERABILITY
and verifying the OPERABILITY of each required slave relay.
The SLAVE RELAY TEST shall include a continuity check of
associated required testable actuation devices. The SLAVE
RELAY TEST may be performed by means of any series of
sequential, overlapping, or total steps.

A STAGGERED TEST BASIS shall consist of the testing of one
of the systems, subsystems, channels, or other designated
components during the interval specified by the Surveillance
Frequency, so that all systems, subsystems, channels, or other
designated components are tested during n Surveillance
Frequency intervals, where n is the total number of systems,
subsystems, channels, or other designated components in the
associated function.

THERMAL POWER shall be the total reactor core heat transfer
rate to the reactor coolant.

A TADOT shall consist of operating the trip actuating device and
verifying the OPERABILITY of all devices in the channel required
for trip actuating device OPERABILITY. The TADOT shall
include adjustment, as necessary, of the trip actuating device so
that it actuates at the required setpoint within the necessary
accuracy. The TADOT may be performed by means of any
series of sequential, overlapping, or total channel steps.
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Table 1.1-1 (page 1 of 1)
MODES

REACTIVITY % RATED RATORCANT
MODE TITLE CONDITION THERMAL REACTOR COOLANT

(keff) POWER (a) TEMPERATURE
(OF)

1 Power Operation 2 0.99 > 5 NA

2 Startup > 0.99 <5 NA

3 Hot Standby < 0.99 NA 2 350

4 Hot Shutdown(b) < 0.99 NA 350 > Tsvg > 200

5 Cold Shutdown(b) < 0.99 NA < 200

6 Refueling(C) NA NA NA

(a) Excluding decay heat.

(b) All reactor vessel head closure bolts fully tensioned.

(c) One or more reactor vessel head closure bolts less than fully tensioned.
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1.0 USE AND APPLICATION

1.2 Logical Connectors

PURPOSE The purpose of this section is to explain the meaning of logical connectors.

Logical connectors are used in Technical Specifications (TS) to discriminate
between, and yet connect, discrete Conditions, Required Actions,
Completion Times, Surveillances, and Frequencies. The only logical
connectors that appear in TS are AND and OR. The physical arrangement
of these connectors constitutes logical conventions with specific meanings.

BACKGROUND Several levels of logic may be used to state Required Actions. These levels
are identified by the placement (or nesting) of the logical connectors and by
the number assigned to each Required Action. The first level of logic is
identified by the first digit of the number assigned to a Required Action and
the placement of the logical connector in the first level of nesting (i.e., left
justified with the number of the Required Action). The successive levels of
logic are identified by additional digits of the Required Action number and by
successive indentations of the logical connectors.

When logical connectors are used to state a Condition, Completion Time,
Surveillance, or Frequency, only the first level of logic is used, and the
logical connector is left justified with the statement of the Condition,
Completion Time, Surveillance, or Frequency.

EXAMPLES The following examples illustrate the use of logical connectors.

EXAMPLE 1.2-1

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. LCO not met. A.1 Verify ...

AND

A.2 Restore...

In this example the logical connector AND is used to indicate that when in
Condition A, both Required Actions A.1 and A.2 must be completed.
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1.2 Logical Connectors
EXAMPLES (continued)

EXAMPLE 1.2-2

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. LCO not met. A.1 Trip ...

OR

A.2.1 Verify...

AND

A.2.2.1 Reduce ...

OR

A.2.2.2 Perform ...

OR

A.3 Align ...

This example represents a more complicated use of logical connectors.
Required Actions A.1, A.2, and A.3 are alternative choices, only one of
which must be performed as indicated by the use of the logical connector
OR and the left justified placement. Any one of these three Actions may be
chosen. If A.2 is chosen, then both A.2.1 and A.2.2 must be performed as
indicated by the logical connector AND. Required Action A.2.2 is met by
performing A.2.2.1 or A.2.2.2. The indented position of the logical connector
OR indicates that A.2.2.1 and A.2.2.2 are alternative choices, only one of
which must be performed.
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1.0 USE AND APPLICATION

1.3 Completion Times

PURPOSE The purpose of this section is to establish the Completion Time convention
and to provide guidance for its use.

BACKGROUND Limiting Conditions for Operation (LCOs) specify minimum requirements for
ensuring safe operation of the unit. The ACTIONS associated with an
LCO state Conditions that typically describe the ways in which the
requirements of the LCO can fail to be met. Specified with each stated
Condition are Required Action(s) and Completion Time(s).

DESCRIPTION The Completion Time is the amount of time allowed for completing a
Required Action. It is referenced to the time of discovery of a situation
(e.g., inoperable equipment or variable not within limits) that requires
entering an ACTIONS Condition unless otherwise specified, providing the
unit is in a MODE or specified condition stated in the Applicability of the
LCO. Required Actions must be completed prior to the expiration of the
specified Completion Time. An ACTIONS Condition remains in effect and
the Required Actions apply until the Condition no longer exists or the unit is
not within the LCO Applicability.

If situations are discovered that require entry into more than one Condition at
a time within a single LCO (multiple Conditions), the Required Actions for
each Condition must be performed within the associated Completion Time.
When in multiple Conditions, separate Completion Times are tracked for
each Condition starting from the time of discovery of the situation that
required entry into the Condition.

Once a Condition has been entered, subsequent trains, subsystems,
components, or variables expressed in the Condition, discovered to be
inoperable or not within limits, will not result in separate entry into the
Condition, unless specifically stated. The Required Actions of the Condition
continue to apply to each additional failure, with Completion Times based on
initial entry into the Condition.

However, when a subsequent train, subsystem, component, or variable
expressed in the Condition is discovered to be inoperable or not within limits,
the Completion Time(s) may be extended. To apply this Completion Time
extension, two criteria must first be met. The subsequent inoperability:

a. Must exist concurrent with the first inoperability and
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1.3 Completion Times
DESCRIPTION (continued)

b. Must remain inoperable or not within limits after the first inoperability is
resolved.

The total Completion Time allowed for completing a Required Action to
address the subsequent inoperability shall be limited to the more restrictive
of either:

a. The stated Completion Time, as measured from the initial entry into
the Condition, plus an additional 24 hours or

b. The stated Completion Time as measured from discovery of the
subsequent inoperability.

The above Completion Time extensions do not apply to those Specifications
that have exceptions that allow completely separate re-entry into the
Condition (for each train, subsystem, component, or variable expressed in
the Condition) and separate tracking of Completion Times based on this
re-entry. These exceptions are stated in individual Specifications.

The above Completion Time extension does not apply to a Completion Time
with a modified "time zero." This modified "time zero" may be expressed as
a repetitive time (i.e., "once per 8 hours," where the Completion Time is
referenced from a previous completion of the Required Action versus the
time of Condition entry) or as a time modified by the phrase "from
discovery . . ." Example 1.3-3 illustrates one use of this type of Completion
Time. The 10 day Completion Time specified for Conditions A and B in
Example 1.3-3 may not be extended.

EXAMPLES The following examples illustrate the use of Completion Times with different
types of Conditions and changing Conditions.
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1.3 Completion Times
EXAMPLES (continued)

EXAMPLE 1.3-1

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

B. Required B.1 Be in MODE 3. 6 hours
Action and
associated AND
Completion
Time not met. B.2 Be in MODE 5. 36 hours

Condition B has two Required Actions. Each Required Action has its own
separate Completion Time. Each Completion Time is referenced to the time
that Condition B is entered.

The Required Actions of Condition B are to be in MODE 3 within 6 hours
AND in MODE 5 within 36 hours. A total of 6 hours is allowed for reaching
MODE 3 and a total of 36 hours (not 42 hours) is allowed for reaching
MODE 5 from the time that Condition B was entered. If MODE 3 is reached
within 3 hours, the time allowed for reaching MODE 5 is the next 33 hours
because the total time allowed for reaching MODE 5 is 36 hours.

If Condition B is entered while in MODE 3, the time allowed for reaching
MODE 5 is the next 36 hours.
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1.3 Completion Times
EXAMPLES (continued)

EXAMPLE 1.3-2

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One pump A.1 Restore pump to 7 days
inoperable. OPERABLE

status.

B. Required B.1 Be in MODE 3. 6 hours
Action and
associated AND
Completion
Time not met. B.2 Be in MODE 5. 36 hours

When a pump is declared inoperable, Condition A is entered. If the pump is
not restored to OPERABLE status within 7 days, Condition B is also entered
and the Completion Time clocks for Required Actions B.1 and B.2 start. If
the inoperable pump is restored to OPERABLE status after Condition B is
entered, Condition A and B are exited, and therefore, the Required Actions
of Condition B may be terminated.

When a second pump is declared inoperable while the first pump is still
inoperable, Condition A is not re-entered for the second pump. LCO 3.0.3 is
entered, since the ACTIONS do not include a Condition for more than one
inoperable pump. The Completion Time clock for Condition A does not stop
after LCO 3.0.3 is entered, but continues to be tracked from the time
Condition A was initially entered.

While in LCO 3.0.3, if one of the inoperable pumps is restored to
OPERABLE status and the Completion Time for Condition A has not
expired, LCO 3.0.3 may be exited and operation continued in accordance
with Condition A.
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EXAMPLES (continued)

While in LCO3.0.3, if one of the inoperable pumps is restored to
OPERABLE status and the Completion Time for Condition A has expired,
LCO 3.0.3 may be exited and operation continued in accordance with
Condition B. The Completion Time for Condition B is tracked from the time
the Condition A Completion Time expired.

On restoring one of the pumps to OPERABLE status, the Condition A
Completion Time is not reset, but continues from the time the first pump was
declared inoperable. This Completion Time may be extended if the pump
restored to OPERABLE status was the first inoperable pump. A 24 hour
extension to the stated 7 days is allowed, provided this does not result in the
second pump being inoperable for > 7 days.
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EXAMPLES (continued)

EXAMPLE 1.3-3

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One A.1 Restore Function X 7 days
Function X train to OPERABLE
train status. AND
inoperable.

10 days from
discovery of failure to
meet the LCO

B. One B.1 Restore Function Y 72 hours
Function Y train to OPERABLE
train status. AND
inoperable.

10 days from
discovery of failure to
meet the LCO

C. One C.1 Restore Function X 72 hours
Function X train to OPERABLE
train status.
inoperable.

OR
AND

C.2 Restore Function Y 72 hours
One train to OPERABLE
Function Y status.
train
inoperable.

When one Function X train and one Function Y train are inoperable,
Condition A and Condition B are concurrently applicable. The Completion
Times for Condition A and Condition B are tracked separately for each train
starting from the time each train was declared inoperable and the Condition
was entered. A separate Completion Time is established for Condition C
and tracked from the time the second train was declared inoperable (i.e., the
time the situation described in Condition C was discovered).
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EXAMPLES (continued)

If Required Action C.2 is completed within the specified Completion Time,
Conditions B and C are exited. If the Completion Time for Required
Action A.1 has not expired, operation may continue in accordance with
Condition A. The remaining Completion Time in Condition A is measured
from the time the affected train was declared inoperable (i.e., initial entry into
Condition A).

The Completion Times of Conditions A and B are modified by a logical
connector with a separate 10 day Completion Time measured from the time
it was discovered the LCO was not met. In this example, without the
separate Completion Time, it would be possible to alternate between
Conditions A, B, and C in such a manner that operation could continue
indefinitely without ever restoring systems to meet the LCO. The separate
Completion Time modified by the phrase "from discovery of failure to meet
the LCO" is designed to prevent indefinite continued operation while not
meeting the LCO. This Completion Time allows for an exception to the
normal "time zero" for beginning the Completion Time "clock." In this
instance, the Completion Time "time zero" is specified as commencing at the
time the LCO was initially not met, instead of at the time the associated
Condition was entered.
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EXAMPLES (continued)

EXAMPLE 1.3-4

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One or more A.1 Restore valve(s) to 4 hours
valves OPERABLE
inoperable. status.

B. Required B.1 Be in MODE 3. 6 hours
Action and
associated AND
Completion
Time not met. B.2 Be in MODE 4. 12 hours

A single Completion Time is used for any number of valves inoperable at the
same time. The Completion Time associated with Condition A is based on
the initial entry into Condition A and is not tracked on a per valve basis.
Declaring subsequent valves inoperable, while Condition A is still in effect,
does not trigger the tracking of separate Completion Times.

Once one of the valves has been restored to OPERABLE status, the
Condition A Completion Time is not reset, but continues from the time the
first valve was declared inoperable. The Completion Time may be extended
if the valve restored to OPERABLE status was the first inoperable valve.
The Condition A Completion Time may be extended for up to 4 hours
provided this does not result in any subsequent valve being inoperable for
> 4 hours.

If the Completion Time of 4 hours (including the extension) expires while one
or more valves are still inoperable, Condition B is entered.
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EXAMPLES (continued)

EXAMPLE 1.3-5

ACTIONS

- OE -
Separate Condition entry is allowed for each inoperable valve.

CONDITION REQUIRED ACTION COMPLETION TIME

A. One or more A.1 Restore valve to 4 hours
valves OPERABLE
inoperable. status.

B. Required B.1 Be in MODE 3. 4 hours
Action and
associated AND
Completion
Time not met. B.2 Be in MODE 4. 12 hours

Note above the ACTIONS Table is a method of modifying how the
Completion Time is tracked. If this method of modifying how the Completion
Time is tracked was applicable only to a specific Condition, the Note would
appear in that Condition rather than at the top of the ACTIONS Table.

The Note allows Condition A to be entered separately for each inoperable
valve, and Completion Times tracked on a per valve basis. When a valve is
declared inoperable, Condition A is entered and its Completion Time starts.
If subsequent valves are declared inoperable, Condition A is entered for
each valve and separate Completion Times start and are tracked for each
valve.

If the Completion Time associated with a valve in Condition A expires,
Condition B is entered for that valve. If the Completion Times associated
with subsequent valves in Condition A expire, Condition B is entered
separately for each valve and separate Completion Times start and are
tracked for each valve. If a valve that caused entry into Condition B is
restored to OPERABLE status, Condition B is exited for that valve.

Since the Note in this example allows multiple Condition entry and tracking
of separate Completion Times, Completion Time extensions do not apply.
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EXAMPLES (continued)

EXAMPLE 1.3-6

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One channel A.1 Perform Once per 8 hours
inoperable. SR 3.x.x.x.

OR

A.2 Reduce 8 hours
THERMAL
POWER to
< 50% RTP.

B. Required B.1 Be in MODE 3. 6 hours
Action and
associated
Completion
Time not met.

Entry into Condition A offers a choice between Required Action A.1 or A.2.
Required Action A.1 has a "once per" Completion Time, which qualifies for
the 25% extension, per SR 3.0.2, to each performance after the initial
performance. The initial 8 hour interval of Required Action A.1 begins when
Condition A is entered and the initial performance of Required Action A.1
must be complete within the first 8 hour interval. If Required Action A.1 is
followed, and the Required Action is not met within the Completion Time
(plus the extension allowed by SR 3.0.2), Condition B is entered. If
Required Action A.2 is followed and the Completion Time of 8 hours is not
met, Condition B is entered.

If after entry into Condition B, Required Action A.1 or A.2 is met, Condition B
is exited and operation may then continue in Condition A.
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EXAMPLES (continued)

EXAMPLE 1.3-7

ACTIONS
CONDITION REQUIRED ACTION COMPLETION TIME

A. One A.1 Verify affected 1 hour
subsystem subsystem
inoperable. isolated. AND

Once per 8 hours
thereafter

AND

A.2 Restore 72 hours
subsystem to
OPERABLE
status.

B. Required B.1 Be in MODE 3. 6 hours
Action and
associated
Completion AND
Time not met.

B.2 Be in MODE 5. 36 hours

Required Action A.1 has two Completion Times. The 1 hour Completion
Time begins at the time the Condition is entered and each "Once per 8 hours
thereafter" interval begins upon performance of Required Action A.1.

If after Condition A is entered, Required Action A.1 is not met within either
the initial 1 hour or any subsequent 8 hour interval from the previous
performance (plus the extension allowed by SR 3.0.2), Condition B is
entered. The Completion Time clock for Condition A does not stop after
Condition B is entered, but continues from the time Condition A was initially
entered. If Required Action A.1 is met after Condition B is entered,
Condition B is exited and operation may continue in accordance with
Condition A, provided the Completion Time for Required Action A.2 has not
expired.

IMMEDIATE When "Immediately" is used as a Completion Time, the Required Action
COMPLETION TIME should be pursued without delay and in a controlled manner.
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1.0 USE AND APPLICATION

1.4 Frequency

PURPOSE The purpose of this section is to define the proper use and application of
Frequency requirements.

DESCRIPTION Each Surveillance Requirement (SR) has a specified Frequency in which the
Surveillance must be met in order to meet the associated LCO. An
understanding of the correct application of the specified Frequency is
necessary for compliance with the SR.

The "specified Frequency" is referred to throughout this section and each of
the Specifications of Section 3.0.2, Surveillance Requirement (SR)
Applicability. The "specified Frequency" consists of the requirements of the
Frequency column of each SR as well as certain Notes in the Surveillance
column that modify performance requirements.

Sometimes special situations dictate when the requirements of a
Surveillance are to be met. They are "otherwise stated" conditions allowed
by SR 3.0.1. They may be stated as clarifying Notes in the Surveillance, as
part of the Surveillances, or both.

Situations where a Surveillance could be required (i.e., its Frequency could
expire), but where it is not possible or not desired that it be preformed until
sometime after the associated LCO is within its Applicability, represent
potential SR 3.0.4 conflicts. To avoid these conflicts, the SR (i.e., the
Surveillance or the Frequency) is stated such that it is only "required" when it
can be and should be performed. With an SR satisfied, SR 3.0.4 imposes
no restriction.

The use of "met" or "performed" in these instances conveys specific
meanings. A Surveillance is "met" only when the acceptance criteria are
satisfied. Known failure of the requirements of a Surveillance, even without
a Surveillance specifically being "performed," constitutes a Surveillance not
"met." "Performance" refers only to the requirement to specifically determine
the ability to meet the acceptance criteria.

Some Surveillances contain notes that modify the Frequency of performance
or the conditions during which the acceptance criteria must be satisfied. For
these Surveillances, the MODE-entry restrictions of SR 3.0.4 may not
apply. Such a Surveillance is not required to be performed prior to entering
a MODE or other specified condition in the Applicability of the associated
LCO if any of the following three conditions are satisfied:
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Frequency
1.4

1.4 Frequency
DESCRIPTION (continued)

1. The Surveillance is not required to be met in the MODE or other
specified condition to be entered: or

2. The Surveillance is required to be met in the MODE or other specified
condition to be entered, but has been performed within the specified
Frequency (i.e., it is current) and is known not to be failed; or

3. The Surveillance is required to be met, but not performed, in the
MODE or other specified condition to be entered, and is known not to
be failed.

Examples 1.4-3, 1.4-4, 1.4-5, and 1.4-6 discuss these special situations.

EXAMPLES The following examples illustrate the various ways that Frequencies are
specified. In these examples, the Applicability of the LCO (LCO not shown)
is MODES 1, 2, and 3.
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Frequency
1.4

1.4 Frequency
EXAMPLES (continued)

EXAMPLE 1.4-1

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

Perform CHANNEL CHECK. 12 hours

Example 1.4-1 contains the type of SR most often encountered in the
Technical Specifications (TS). The Frequency specifies an interval
(12 hours) during which the associated Surveillance must be performed at
least one time. Performance of the Surveillance initiates the subsequent
interval. Although the Frequency is stated as 12 hours, an extension of the
time interval to 1.25 times the stated Frequency is allowed by SR 3.0.2 for
operational flexibility. The measurement of this interval continues at all
times, even when the SR is not required to be met per SR 3.0.1 (such as
when the equipment is inoperable, a variable is outside specified limits, or
the unit is outside the Applicability of the LCO). If the interval specified by
SR 3.0.2 is exceeded while the unit is in a MODE or other specified
condition in the Applicability of the LCO, and the performance of the
Surveillance is not otherwise modified (refer to Example 1.4-3), then
SR 3.0.3 becomes applicable.

If the interval as specified by SR 3.0.2 is exceeded while the unit is not in a
MODE or other specified condition in the Applicability of the LCO for which
performance of the SR is required, the Surveillance must be performed
within the Frequency requirements of SR 3.0.2 prior to entry into the MODE
or other specified condition. Failure to do so would result in a violation of
SR 3.0.4.
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Frequency
1.4

1.4 Frequency
EXAMPLES (continued)

EXAMPLE 1.4-2

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

Verify flow is within limits. Once within
12 hours after
2 25% RTP

AND

24 hours thereafter

Example 1.4-2 has two Frequencies. The first is a one time performance
Frequency, and the second is of the type shown in Example 1.4-1. The
logical connector "AND" indicates that both Frequency requirements must be
met. Each time reactor power is increased from a power level < 25% RTP to
> 25% RTP, the Surveillance must be performed within 12 hours.

The use of "once" indicates a single performance will satisfy the specified
Frequency (assuming no other Frequencies are connected by "AND"). This
type of Frequency does not qualify for the 25% extension allowed by
SR 3.0.2. "Thereafter" indicates future performances must be established
per SR 3.0.2, but only after a specified condition is first met (i.e., the "once"
performance in this example). If reactor power decreases to < 25% RTP,
the measurement of both intervals stops. New intervals start upon reactor
power reaching 25% RTP.
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Frequency
1.4

1.4 Frequency
EXAMPLES (continued)

EXAMPLE 1.4-3

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

-NOTE-
Not required to be performed until 12 hours after
2 25% RTP.

Perform channel adjustment. 7 days

The interval continues, whether or not the unit operation is 25% RTP
between performances.

As the Note modifies the required performance of the Surveillance, it is
construed to be part of the "specified Frequency." Should the 7 day interval
be exceeded while operation is < 25% RTP, this Note allows 12 hours after
power reaches 2 25% RTP to perform the Surveillance. The Surveillance is
still considered to be performed within the "specified Frequency." Therefore,
if the Surveillance were not performed within the 7 day (plus the extension
allowed by SR 3.0.2) interval, but operation was < 25% RTP, it would not
constitute a failure of the SR or failure to meet the LCO. Also, no violation of
SR 3.0.4 occurs when changing MODES, even with the 7 day Frequency not
met, provided operation does not exceed 12 hours with power 2 25% RTP.

Once the unit reaches 25% RTP, 12 hours would be allowed for completing
the Surveillance. If the Surveillance were not performed within this 12 hour
interval, there would then be a failure to perform a Surveillance within the
specified Frequency, and the provisions of SR 3.0.3 would apply.
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Frequency
1.4

1.4 Frequency
EXAMPLES (continued)

EXAMPLE 1.4-4

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

- NOTE -
Only required to be met in MODE 1.

Verify leakage rates are within limits. 24 hours

Example 1.44 specifies that the requirements of this Surveillance do not
have to be met until the unit is in MODE 1. The interval measurement for
the Frequency of this Surveillance continues at all times, as described in
Example 1.4-1. However, the Note constitutes an "otherwise stated"
exception to the Applicability of this Surveillance. Therefore, if the
Surveillance were not performed within the 24 hour interval (plus the
extension allowed by SR 3.0.2), but the unit was not in MODE 1, there would
be no failure of the SR nor failure to meet the LCO. Therefore, no violation
of SR 3.0.4 occurs when changing MODES, even with the 24 hour
Frequency exceeded, provided the MODE change was not made into
MODE 1. Prior to entering MODE 1 (assuming again that the 24 hour
Frequency were not met), SR 3.0.4 would require satisfying the SR.
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Frequency
1.4

1.4 Frequency
EXAMPLES (continued)

EXAMPLE 1.4-5

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

-NOTE-
Only required to be performed in MODE 1.

Perform complete cycle of the valve. 7 days

The interval continues, whether or not the unit operation is in MODE 1, 2
or 3 (the assumed Applicability of the associated LCO) between
performances.

As the Note modifies the required performance of the Surveillance, the Note
is construed to be part of the "specified Frequency." Should the 7 day
interval be exceeded while operation is not in MODE 1, this Note allows
entry into and operation in MODES 2 and 3 to perform the Surveillance. The
Surveillance is still considered to be performed within the "specified
Frequency" if completed prior to entering MODE 1. Therefore, if the
Surveillance were not performed within the 7 day (plus the extension allowed
by SR 3.0.2) interval, but operation was not in MODE 1, it would not
constitute a failure of the SR or failure to meet the LCO. Also, no violation of
SR 3.0.4 occurs when changing MODES, even with the 7 day Frequency not
met, provided operation does not result in entry into MODE 1.

Once the unit reaches MODE 1, the requirement for the Surveillance to be
performed within its specified Frequency applies and would require that the
Surveillance had been performed. If the Surveillance were not performed
prior to entering MODE 1, there would then be a failure to perform a
Surveillance within the specified Frequency, and the provisions of SR 3.0.3
would apply.
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Frequency
1.4

1.4 Frequency
EXAMPLES (continued)

EXAMPLE 1.4-6

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

- NOTE -

Not required to be met in MODE 3.
24 hours

Verify parameter is within limits.

Example 1.4-6 specifies that the requirements of this Surveillance do not
have to be met while the unit is in MODE 3 (the assumed Applicability of the
associated LCO is MODES 1,2, and 3). The interval measurement for the
Frequency of this Surveillance continues at all times, as described in
Example 1.4-1. However, the Note constitutes an "otherwise stated"
exception to the Applicability of this Surveillance. Therefore, if the
Surveillance were not performed within the 24 hour interval (plus the
extension allowed by SR 3.0.2), and the unit was in MODE 3, there would be
no failure of the SR nor failure to meet the LCO. Therefore, no violation of
SR 3.0.4 occurs when changing MODES to enter MODE 3, even with the
24 hour Frequency exceeded, provided the MODE change does not result in
entry into MODE 2. Prior to entering MODE 2 (assuming again that the
24 hour Frequency were not met), SR 3.0.4 would require satisfying the SR.
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SLs
2.0

2.0 SAFETY LIMITS (SLs)

2.1 SLs

2.1.1 Reactor Core SLs

In MODES 1 and 2, the combination of THERMAL POWER, Reactor Coolant System
(RCS) highest loop average temperature, and pressurizer pressure shall not exceed
the limits specified in the COLR. The departure from nucleate boiling ratio (DNBR)
shall be maintained 2 1.17 for the WRB-1 DNB correlations.

2.1.2 Reactor Coolant System Pressure SL

In MODES 1, 2, 3, 4, and 5 and MODE 6 when reactor vessel head is on, the RCS
pressure shall be maintained • 2735 psig.

2.2 SAFETY LIMIT VIOLATIONS

2.2.1 If SL 2.1.1 is violated, restore compliance and be in MODE 3 within 1 hour.

2.2.2 If SL 2.1.2 is violated:

2.2.2.1 In MODE 1 or 2, restore compliance and be in MODE 3 within 1 hour.

2.2.2.2 In MODE 3, 4, 5 or 6, restore compliance within 5 minutes.
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LCO Applicability
3.0

3.0 LIMITING CONDITION FOR OPERATION (LCO) APPLICABILITY

LCO 3.0.1 LCOs shall be met during the MODES or other specified conditions in the
Applicability, except as provided in LCO 3.0.2 and LCO 3.0.7.

LCO 3.0.2 Upon discovery of a failure to meet an LCO, the Required Actions of the
associated Conditions shall be met, except as provided in LCO 3.0.5 and
LCO 3.0.6.

If the LCO is met or is no longer applicable prior to expiration of the specified
Completion Time(s), completion of the Required Action(s) is not required
unless otherwise stated.

LCO 3.0.3 When an LCO is not met and the associated ACTIONS are not met, an
associated ACTION is not provided, or if directed by the associated
ACTIONS, the unit shall be placed in a MODE or other specified condition in
which the LCO is not applicable. Action shall be initiated within 1 hour to
place the unit, as applicable, in:

a. MODE 3 within 7 hours,

b. MODE 4 within 13 hours, and

c. MODE 5 within 37 hours.

Exceptions to this Specification are stated in the individual Specifications.

Where corrective measures are completed that permit operation in
accordance with the LCO or ACTIONS, completion of the actions required
by LCO 3.0.3 is not required.

LCO 3.0.3 is only applicable in MODES 1, 2, 3, and 4.

LCO 3.0.4 When an LCO is not met, entry into a MODE or other specified condition in
the Applicability shall only be made:

a. When the associated ACTIONS to be entered permit continued
operation in the MODE or other specified condition in the Applicability
for an unlimited period of time;
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LCO Applicability
3.0

3.0 LCO Applicability
LCO 3.0.4 (continued)

b. After performance of a risk assessment addressing inoperable
systems and components, consideration of the results, determination
of the acceptability of entering the MODE or other specified condition
in the Applicability, and establishment of risk management actions, if
appropriate; exceptions to this Specification are stated in the individual
Specifications, or

c. When an allowance is stated in the individual value, parameter, or
other Specification.

This Specification shall not prevent changes in MODES or other specified
conditions in the Applicability that are required to comply with ACTIONS or
that are part of a shutdown of the unit.

LCO 3.0.5 Equipment removed from service or declared inoperable to comply with
ACTIONS may be returned to service under administrative control solely to
perform testing required to demonstrate its OPERABILITY or the
OPERABILITY of other equipment. This is an exception to LCO 3.0.2 for the
system returned to service under administrative control to perform the
testing required to demonstrate OPERABILITY.

LCO 3.0.6 When a supported system LCO is not met solely due to a support system
LCO not being met, the Conditions and Required Actions associated with
this supported system are not required to be entered. Only the support
system LCO ACTIONS are required to be entered. This is an exception to
LCO 3.0.2 for the supported system. In this event, an evaluation shall be
performed in accordance with Technical Specification 5.5.13, "Safety
Function Determination Program (SFDP)." If a loss of safety function is
determined to exist by this program, the appropriate Conditions and
Required Actions of the LCO in which the loss of safety function exists are
required to be entered.

When a support system's Required Action directs a supported system to be
declared inoperable or directs entry into Conditions and Required Actions for
a supported system, the applicable Conditions and Required Actions shall
be entered in accordance with LCO 3.0.2.
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LCO Applicability
3.0

3.0 LCO Applicability

LCO 3.0.7 Test Exception LCO 3.1.8 allows specified Technical Specification (TS)
requirements to be changed to permit performance of special tests and
operations. Unless otherwise specified, all other TS requirements remain
unchanged. Compliance with Test Exception LCOs is optional. When a
Test Exception LCO is desired to be met but is not met, the ACTIONS of the
Test Exception LCO shall be met. When a Test Exception LCO is not
desired to be met, entry into a MODE or other specified condition in the
Applicability shall be made in accordance with the other applicable
Specifications.
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SR Applicability

SR Applicability
3.0

3.0 SURVEILLANCE REQUIREMENT (SR) APPLICABILITY

SR 3.0.1 SRs shall be met during the MODES or other specified conditions in the
Applicability for individual LCOs, unless otherwise stated in the SR. Failure
to meet a Surveillance, whether such failure is experienced during the
performance of the Surveillance or between performances of the
Surveillance, shall be failure to meet the LCO. Failure to perform a
Surveillance within the specified Frequency shall be failure to meet the
LCO except as provided in SR 3.0.3. Surveillances do not have to be
performed on inoperable equipment or variables outside specified limits.

S R 3.0.2 The specified Frequency for each SR is met if the Surveillance is performed
within 1.25 times the interval specified in the Frequency, as measured from
the previous performance or as measured from the time a specified
condition of the Frequency is met.

For Frequencies specified as "once," the above interval extension does not
apply.

If a Completion Time requires periodic performance on a "once per. ..
basis, the above Frequency extension applies to each performance after the
initial performance.

Exceptions to this Specification are stated in the individual Specifications.

S R 3.0.3 If it is discovered that a Surveillance was not performed within its specified
Frequency, then compliance with the requirement to declare the LCO not
met may be delayed, from the time of discovery, up to 24 hours or up to the
limit of the specified Frequency, whichever is greater. This delay period is
permitted to allow performance of the Surveillance. A risk evaluation shall
be performed for any Surveillance delayed greater than 24 hours and the
risk impact shall be managed.

If the Surveillance is not performed within the delay period, the LCO must
immediately be declared not met, and the applicable Condition(s) must be
entered.

When the Surveillance is performed within the delay period and the
Surveillance is not met, the LCO must immediately be declared not met, and
the applicable Condition(s) must be entered.
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SR Applicability
3.0

3.0 SR Applicability

SR 3.0.4 Entry into a MODE or other specified condition in the Applicability of an
LCO shall only be made when the LCO's Surveillances have been met within
their specified Frequency, except as provided by SR 3.0.3. When an LCO is
not met due to Surveillances not having been met, entry into a MODE or
other specified condition in the Applicability shall only be made in
accordance with LCO 3.0.4.

This provision shall not prevent entry into MODES or other specified
conditions in the Applicability that are required to comply with ACTIONS or
that are part of a shutdown of the unit.

INDIAN POINT 2 3.0 -5 Amendment No. 238



SDM
3.1.1

3.1 REACTIVITY CONTROL SYSTEMS

3.1.1 SHUTDOWN MARGIN (SDM)

LCO 3.1.1

APPLICABILITY:

SDM shall be within the limits specified in the COLR.

MODE 2 with ke < 1.0,
MODES 3, 4, and 5.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. SDM not within limits. A.1 Initiate boration to restore 15 minutes
SDM to within limits.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.1.1.1 Verify SDM to be within limits. 24 hours
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Core Reactivity
3.1.2

3.1 REACTIVITY CONTROL SYSTEMS

3.1.2 Core Reactivity

LCO 3.1.2

APPLICABILITY:

The measured core reactivity shall be within 1 % Ak/k of predicted
values.

MODES 1 and 2.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. Measured core reactivity A.1 Re-evaluate core design 7 days
not within limit. and safety analysis, and

determine that the reactor
core is acceptable for
continued operation.

AND

A.2 Establish appropriate 7 days
operating restrictions and
SRs.

B. Required Action and B.1 Be in MODE 3. 6 hours
associated Completion
Time not met.
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Core Reactivity
3.1.2

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.1.2.1
- NOTE -

The predicted reactivity values may be adjusted
(normalized) to correspond to the measured core
reactivity prior to exceeding a fuel burnup of
60 effective full power days (EFPD) after each fuel
loading.

Verify measured core reactivity is within ± 1% Ak/k of
predicted values.

Prior to entering
MODE 1 after
each refueling

AND

- NOTE -
Only required after
60 EFPD

31 EFPD
thereafter
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MTC
3.1.3

3.1 REACTIVITY CONTROL SYSTEMS

3.1.3 Moderator Temperature Coefficient (MTC)

LCO 3.1.3

APPLICABILITY:

The MTC shall be maintained within the limits specified in the COLR. The
maximum upper limit shall be < 0.0 Ak/k0F at hot zero power.

MODE 1 and MODE 2 with keff 2 1.0 for the upper MTC limit,
MODES 1, 2, and 3 for the lower MTC limit.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. MTC not within upper A.1 Establish administrative 24 hours
limit. withdrawal limits for control

banks to maintain MTC
within limit.

B. Required Action and B.1 Be in MODE 2 with 6 hours
associated Completion ke < 1.0.
Time of Condition A not
met.

C. MTC not within lower C.1 Be in MODE 4. 12 hours
limit.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.1.3.1 Verify MTC is within upper limit. Prior to entering
MODE 1 after
each refueling
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MTC
3.1.3

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY

SR 3.1.3.2 --
- NOTES -

1. Not required to be performed until 7 effective full
power days (EFPD) after reaching the
equivalent of an equilibrium RTP all rods out
(ARO) boron concentration of 300 ppm.

2. If the MTC is more negative than the 300 ppm
Surveillance limit (not LCO limit) specified in the
COLR, SR 3.1.3.2 shall be repeated once per
14 EFPD during the remainder of the fuel cycle.

3. SR 3.1.3.2 need not be repeated if the MTC
measured at the equivalent of equilibrium
RTP-ARO boron concentration of 5 60 ppm is
less negative than the 60 ppm Surveillance limit
specified in the COLR.

Verify MTC is within lower limit. Once each cycle
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Rod Group Alignment Limits
3.1.4

3.1 REACTIVITY CONTROL SYSTEMS

3.1.4 Rod Group Alignment Limits

LCO 3.1.4 All shutdown and control rods shall be OPERABLE.

AND

Individual indicated rod positions shall be within the following limits:

a. When THERMAL POWER is > 85% RTP, the difference between
each individual indicated rod position and its group step counter
demand position shall be within the limits specified in
Table 3.1.4-1 for the group step counter demand position; and

b. When THERMAL POWER is 85% RTP, the difference between
each individual indicated rod position and its group step counter
demand position shall be • 24 steps.

APPLICABILITY: MODES 1 and 2.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One or more rod(s) A.1.1 Verify SDM to be within 1 hour
inoperable. the limits specified in the

COLR.

OR

A.1.2 Initiate boration to restore 1 hour
SDM to within limit.

AND

A.2 Be in MODE 3. 6 hours

B. One rod not within B.1 Restore rod to within 1 hour
alignment limits. alignment limits.

OR
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Rod Group Alignment Limits
3.1.4

ACTIONS (continued)

CONDITION I REQUIRED ACTION i COMPLETION TIME

B.2.1.1 Verify SDM to be within
the limits specified in the
COLR.

OR

B.2.1.2 Initiate boration to restore
SDM to within limit.

AND

B.2.2 Reduce THERMAL
POWER to < 75% RTP.

AND

B.2.3 Verify SDM is within the
limits specified in the
COLR.

AND

B.2.4 Perform SR 3.2.1.1.

AND

B.2.5 Perform SR 3.2.2.1.

AND

B.2.6 Re-evaluate safety
analyses and confirm
results remain valid for
duration of operation under
these conditions.

1 hour

1 hour

2 hours

Once per
12 hours

72 hours

72 hours

5 days

C. Required Action and C.1 Be in MODE 3. 6 hours
associated Completion
Time of Condition 8 not
met.
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Rod Group Alignment Limits
3.1.4

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

D. More than one rod not D.1.1 Verify SDM is within the 1 hour
within alignment limit. limits specified in the

COLR.

OR

D.1.2 Initiate boration to restore 1 hour
required SDM to within
limit.

AND

D.2 Be in MODE 3. 6 hours

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.1.4.1
-NOTE -

Not required to be met for individual control rods until
1 hour after completion of control rod movement.

Verify individual rod positions within alignment limit. 12 hours

SR 3.1.4.2 Verify rod freedom of movement (trippability) by 92 days
moving each rod not fully inserted in the core
2 10 steps in one direction.

SR 3.1.4.3 Verify rod drop time of each rod, from the fully Prior to criticality
withdrawn position, is < 2.4 seconds from the gripper after each removal
release to dashpot entry, with: of the reactor

head
a. Ta 5000F and

b. All reactor coolant pumps operating.
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Rod Group Alignment Limits
3.1.4

Table 3.1.4-1

Maximum Permissible Rod Misalignment when > 85% RTP
(IRPI Rod Position minus Group Step Counter Demand Position)

Maximum Positive Deviation Maximum Negative Deviation
Group Step Counter (IRPIs reading greater than (IRPIs reading less than

Demand Position Group Step Counter Group Step Counter
(steps) Demand Position) Demand Position)

< 209 +12 -12

210 to 221 +16 -12

222 +16 -13

223 +16 -14

224 +16 -15

> 225 +16 -16
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Shutdown Bank Insertion Limits
3.1.5

3.1 REACTIVITY CONTROL SYSTEMS

3.1.5 Shutdown Bank Insertion Limits

LCO 3.1.5

APPLICABILITY:

Each shutdown bank shall be within insertion limits specified in the COLR.

MODES 1 and 2.

- NOTE -
This LCO is not applicable while performing SR 3.1.4.2.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One or more shutdown A.1.1 Verify SDM is within the 1 hour
banks not within limits. limits specified in the

COLR.

OR

A.1.2 Initiate boration to restore 1 hour
SDM to within limit.

AND

A.2 Restore shutdown banks 2 hours
to within limits.

B. Required Action and B.1 Be in MODE 3. 6 hours
associated Completion
Time not met.
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Shutdown Bank Insertion Limits
3.1.5

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.1.5.1 Verify each shutdown bank is within the insertion 12 hours
limits specified in the COLR.
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Control Bank Insertion Limits
3.1.6

3.1 REACTIVITY CONTROL SYSTEMS

3.1.6 Control Bank Insertion Limits

LCO 3.1.6

APPLICABILITY:

Control banks shall be within the insertion, sequence, and overlap limits
specified in the COLR.

MODE 1,
MODE 2 with krn Ž1.0

- NOTE -
This LCO is not applicable while performing SR 3.1.4.2.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. Control bank insertion A.1.1 Verify SDM is within the 1 hour
limits not met. limits specified in the

COLR.

OR

A.1.2 Initiate boration to restore 1 hour
SDM to within limit.

AND

A.2 Restore control bank(s) to 2 hours
within limits.

B. Control bank sequence B.1.1 Verify SDM is within the 1 hour
or overlap limits not met. limits specified in the

.COLR.

OR

B.1.2 Initiate boration to restore 1 hour
SDM to within limit.

AND
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Control Bank Insertion Limits
3.1.6

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

B.2 Restore control bank 2 hours
sequence and overlap to
within limits.

C. Required Action and C.1 Be in MODE 2 with ke 6 hours
associated Completion < 1.0.
Time not met.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.1.6.1 Verify estimated critical control bank position is Within 4 hours
within the limits specified in the COLR. prior to achieving

criticality

SR 3.1.6.2 Verify each control bank insertion is within the 12 hours
insertion limits specified in the COLR.

SR 3.1.6.3 Verify sequence and overlap limits specified in the 12 hours
COLR are met for control banks not fully withdrawn
from the core.
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Rod Position Indication
3.1.7

3.1 REACTIVITY CONTROL SYSTEMS

3.1.7 Rod Position Indication

LCO 3.1.7

APPLICABILITY:

The Individual Rod Position Indication (IRPI) System and the Demand
Position Indication System shall be OPERABLE.

MODES 1 and 2.

ACTIONS

- NOTE -
Separate Condition entry is allowed for each inoperable rod position indicator and each demand
position indicator.

CONDITION REQUIRED ACTION COMPLETION TIME

A. One IRPI per group A.1 Verify the position of the Once per 12 hours
inoperable for one or rods with inoperable
more groups. position indicators

indirectly by using movable
incore detectors.

OR

A.2 Reduce THERMAL 12 hours
POWER to < 50% RTP.

B. More than one IRPI per B.1 Place the control rods Immediately
group inoperable. under manual control.

AND

B.2 Monitor and Record RCS Once per 1 hour
Tavg.

AND
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Rod Position Indication
3.1.7

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

B.3 Verify the position of the Once per 12 hours
rods with inoperable
position indicators
indirectly by using the
movable incore detectors.

AND

B.4 Restore inoperable 24 hours
position indicators to
OPERABLE status such
that a maximum of one
IRPI per group is
inoperable.

C. One or more rods with C.1 Verify the position of the 4 hours
inoperable position rods with inoperable
indicators have been position indicators
moved in excess of indirectly by using movable
24 steps in one direction incore detectors.
since the last
determination of the OR
rod's position.

C.2 Reduce THERMAL 8 hours
POWER to < 50% RTP.

D. One demand position D.1.1 Verify by administrative Once per 8 hours
indicator per bank means all IRPIs for the
inoperable for one or affected banks are
more banks. OPERABLE.

AND

D.1.2 Verify the most withdrawn Once per 8 hours
rod and the least
withdrawn rod of the
affected banks are
< 12 steps apart.

OR
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Rod Position Indication
3.1.7

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

D.2 Reduce THERMAL 8 hours
POWER to < 50% RTP.

E. Required Action and El Be in MODE 3. 6 hours
associated Completion
Time not met.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.1.7.1 Verify each IRPI agrees within 12 steps of the group Once prior to
demand position for the full indicated range of rod criticality after
travel. each removal of

the reactor head
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PHYSICS TESTS Exceptions - MODE 2
3.1.8

3.1 REACTIVITY CONTROL SYSTEMS

3.1.8 PHYSICS TESTS Exceptions - MODE 2

LCO 3.1.8 During the performance of PHYSICS TESTS, the requirements of:

LCO 3.1.3,
LCO 3.1.4,
LCO 3.1.5,
LCO 3.1.6,
LCO 3.4.2,

"Moderator Temperature Coefficient,"
"Rod Group Alignment Limits,"
"Shutdown Bank Insertion Limits,"
"Control Bank Insertion Limits," and
"RCS Minimum Temperature for Criticality"

may be suspended and the number of required channels for LCO 3.3.1,
"RPS Instrumentation," Functions 2, 5 and 17.d, may be reduced to 3,
provided that:

a. RCS lowest loop average temperature is 2 541IF,

b. SDM is within the limits specified in the COLR, and

c. THERMAL POWER is < 5% RTP.

APPLICABILITY: During PHYSICS TESTS initiated in MODE 2.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. SDM not within limit. A.1 Initiate boration to restore 15 minutes
SDM to within limit.

AND

A.2 Suspend PHYSICS 1 hour
TESTS exceptions.

B. THERMAL POWER not 8.1 Open reactor trip breakers. Immediately
within limit.

C. RCS lowest loop C.1 Restore RCS lowest loop 15 minutes
average temperature not average temperature to
within limit. within limit.
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PHYSICS TESTS Exceptions - MODE 2
3.1.8

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

D. Required Action and D.1 Be in MODE 3. 15 minutes
associated Completion
Time of Condition C not
met.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.1.8.1 Perform a CHANNEL OPERATIONAL TEST on Prior to initiation of
power range and intermediate range channels per PHYSICS TESTS
SR 3.3.1.7, SR 3.3.1.8, and Table 3.3.1-1.

SR 3.1.8.2 Verify the RCS lowest loop average temperature is 30 minutes
Ž 541OF.

SR 3.1.8.3 Verify THERMAL POWER is < 5% RTP. 30 minutes

SR 3.1.8.4 Verify SDM is within the limits specified in the COLR. 24 hours
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Fa(Z)
3.2.1

3.2 POWER DISTRIBUTION LIMITS

3.2.1 Heat Flux Hot Channel Factor (Fo(Z))

LCO 3.2.1

APPLICABILITY:

FQ(Z) shall be within the limits specified in the COLR.

MODE 1.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

- NOTE - A.1 Reduce THERMAL 15 minutes after each
Required Action A.4 shall be POWER 2 1% RTP for Fa(Z) determination
completed whenever this each 1% Fa(Z) exceeds
Condition is entered. limit.

A. F(Z) not within limit. AND

A.2 Reduce Power Range 72 hours after each
Neutron Flux - High trip Fa(Z) determination
setpoints 2 1% for each
1% Fa(Z) exceeds limit.

AND

A.3 Reduce Overpower AT trip 72 hours after each
setpoints 2 1% for each Fo(Z) determination
1% Fo(Z) exceeds limit.

AND

A.4 Perform SR 3.2.1.1. Prior to increasing
THERMAL POWER
above the limit of
Required Action A.1
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Fa(Z)
3.2.1

ACTIONS (continued) .

CONDITION REQUIRED ACTION COMPLETION TIME

B. Required Action and B.1 Be in MODE 2. 6 hours
associated Completion
Time not met.

SURVEILLANCE REQUIREMENTS
- NOTE -

During power escalation at the beginning of each cycle, THERMAL POWER may be increased
until an equilibrium power level has been achieved, at which a power distribution map is
obtained.

SURVEILLANCE FREQUENCY
+

SR 3.2.1.1 Verify Fo(Z) is within limit. Once after each
refueling prior to
THERMAL
POWER
exceeding
75% RTP

AND

Once within
12 hours after
achieving
equilibrium
conditions after
exceeding, by
> 10% RTP, the
THERMAL
POWER at which
Fo(Z) was last
verified

AND

31 EFPD
thereafter
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F3AH

3.2.2

3.2 POWER DISTRIBUTION LIMITS

3.2.2 Nuclear Enthalpy Rise Hot Channel Factor (FNH)

LCO 3.2.2

APPLICABILITY:

Fb-i shall be within the limits specified in the COLR.

MODE 1.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. A.1.1 Restore Fat-i to within limit. 4 hours
-NOTE -

Required Actions A.2 OR
and A.3 must be
completed whenever A.1.2.1 Reduce THERMAL 4 hours
Condition A is entered. POWER to < 50% RTP.

FtH not within limit. AND

A.1.2.2 Reduce Power Range 72 hours
Neutron Flux - High trip
setpoints to < 55% RTP.

AND

A.2 Perform SR 3.2.2.1. 24 hours

AND
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FAH

3.2.2

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

A.3
- NOTE -

THERMAL POWER does
not have to be reduced to
comply with this Required
Action

Perform SR 3.2.2.1. Prior to THERMAL
POWER exceeding
50% RTP

AND

Prior to THERMAL
POWER exceeding
75% RTP

AND

24 hours after
THERMAL POWER
reaching 2 95% RTP

B. Required Action and B.1 Be in MODE 2. 6 hours
associated Completion
Time not met.
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FN3.2H

3.2.2

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.2.2.1 Verify FyHi is within limits specified in the COLR. Once after each
refueling prior to
THERMAL
POWER
exceeding
75% RTP

AND

31 EFPD
thereafter
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AFD (CAOC Methodology)
3.2.3

3.2 POWER DISTRIBUTION LIMITS

3.2.3 AXIAL FLUX DIFFERENCE (AFD) (Constant Axial Offset Control (CAOC)
Methodology)

LCO 3.2.3 The AFD:

a. Shall be maintained within the target band about the target flux
difference. The target band is specified in the COLR.

b. May deviate outside the target band with THERMAL POWER
< 90% RTP but 2 50% RTP, provided AFD is within the acceptable
operation limits and cumulative penalty deviation time is 1 hour
during the previous 24 hours. The acceptable operation limits are
specified in the COLR.

c. May deviate outside the target band with THERMAL POWER
< 50% RTP.

- NOTES -
1. The AFD shall be considered outside the target band when two or

more OPERABLE excore channels indicate AFD to be outside the
target band.

2. With THERMAL POWER Ž 50% RTP, penalty deviation time shall
be accumulated on the basis of a 1 minute penalty deviation for
each 1 minute of power operation with AFD outside the target band.

3. With THERMAL POWER < 50% RTP and > 15% RTP, penalty
deviation time shall be accumulated on the basis of a 0.5 minute
penalty deviation for each 1 minute of power operation with AFD
outside the target band.

4. A total of 16 hours of operation may be accumulated with AFD
outside the target band without penalty deviation time during
surveillance of power range channels in accordance with
SR 3.3.1.6, provided AFD is maintained within acceptable operation.

APPLICABILITY: MODE 1 with THERMAL POWER > 15% RTP.
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AFD (CAOC Methodology)
3.2.3

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. THERMAL POWER A.1 Restore AFD to within 15 minutes
Ž 90% RTP. target band.

AND

AFD not within the target
band.

B. Required Action and B.1 Reduce THERMAL 15 minutes
associated Completion POWER to < 90% RTP.
Time of Condition A not
met.

C. C.1 Reduce THERMAL 30 minutes
- NOTE - POWER to < 50% RTP.

Required Action C.1
must be completed
whenever Condition C is
entered.

THERMAL POWER
< 90% and 2 50% RTP
with cumulative penalty
deviation time > 1 hour
during the previous 24
hours.

OR

THERMAL POWER
< 90% and 2 50% RTP
with AFD not within the
acceptable operation
limits.

D. Required Action and D.1 Reduce THERMAL 9 hours
associated Completion POWER to < 15% RTP.
Time for Condition C not
met.
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AFD (CAOC Methodology)
3.2.3

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.2.3.1 Verify AFD is within target band for each 7 days
OPERABLE excore channel.

SR 3.2.3.2 Update target flux difference of each OPERABLE Once within
excore channel by: 31 EFPD after

each refueling
a. Determining the target flux difference in

accordance with SR 3.2.3.3, or AND

b. Using linear interpolation between the most 31 EFPD
recently measured value, and either the thereafter
predicted value for the end of cycle or 0% AFD.

SR 3.2.3.3 ---------

-NOTE-
The initial target flux difference after each refueling
may be determined from design predictions.

Determine, by measurement, the target flux Once within
difference. 31 EFPD after

each refueling

AND

92 EFPD
thereafter
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QPTR
3.2.4

3.2 POWER DISTRIBUTION LIMITS

3.2.4 QUADRANT POWER TILT RATIO (QPTR)

LCO 3.2.4

APPLICABILITY:

The QPTR shall be • 1.02.

MODE 1 with THERMAL POWER > 50% RTP.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. QPTR not within limit. A.1 Reduce THERMAL 2 hours after each
POWER 2 3% from RTP QPTR determination
for each 1% of QPTR
> 1.00.

AND

A.2 Perform SR 3.2.4.1. Once per 12 hours

AND

A.3 Perform SR 3.2.1.1 and 24 hours after
SR 3.2.2.1. achieving equilibrium

conditions from a
THERMAL POWER
reduction per
Required Action A.1

AND

Once per 7 days
thereafter

AND
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-------

QPTR
3.2.4

ACTIONS (continued)

CONDITION R REQUIRED ACTION J COMPLETION TIME

A.4 Reevaluate safety
analyses and confirm
results remain valid for
duration of operation under
this condition.

AND

A.5
- NOTES -

1. Perform Required
Action A.5 only after
Required Action A.4 is
completed.

2. Required Action A.6
shall be completed
whenever Required
Action A.5 is
performed.

Normalize excore
detectors to restore QPTR
to within limit.

Prior to increasing
THERMAL POWER
above the limit of
Required Action A.1

Prior to increasing
THERMAL POWER
above the limit of
Required Action A.1

Within 24 hours after
achieving equilibrium
conditions at RTP not
to exceed 48 hours
after increasing
THERMAL POWER
above the limit of
Required Action A.1

AND

A.6
- NOTE -

Perform Required
Action A.6 only after
Required Action A.5 is
completed.

Perform SR 3.2.1.1 and
SR 3.2.2.1.
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QPTR
3.2.4

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

B. Required Action and B.1 Reduce THERMAL 4 hours
associated Completion POWER to < 50% RTP.
Time not met.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.2.4.1
-NOTES -

1. With input from one Power Range Neutron Flux
channel inoperable and THERMAL POWER
< 75% RTP, the remaining three power range
channels can be used for calculating QPTR.

2. SR 3.2.4.2 may be performed in lieu of this
Surveillance 

Verify QPTR is within limit by calculation. 7 days

SR 3.2.4.2
-NOTE-

Not required to be performed until 24 hours after
input from one or more Power Range Neutron Flux
channels are inoperable with THERMAL POWER
> 75% RTP. -

_

Verify QPTR is within limit using the movable incore 24 hours
detectors.
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RPS Instrumentation
3.3.1

3.3 INSTRUMENTATION

3.3.1 Reactor Protection System (RPS) Instrumentation

LCO 3.3.1

APPLICABILITY:

The RPS instrumentation for each Function in Table 3.3.1-1 shall be
OPERABLE.

According to Table 3.3.1-1.

ACTIONS

- NOTE
Separate Condition entry is allowed for each Function.

CONDITION REQUIRED ACTION COMPLETION TIME

A. One or more Functions A.1 Enter the Condition Immediately
with one or more referenced in Table 3.3.1-1
required channels or for the channel(s) or
trains inoperable. train(s).

B. One Manual Reactor B.1 Restore channel to 48 hours
Trip channel inoperable. OPERABLE status.

OR

8.2. Be in MODE 3. 54 hours

C. One channel or train C. 1 Restore channel or train to 48 hours
inoperable. OPERABLE status.

OR

C.2.1 Initiate action to fully insert 48 hours
all rods.

AND
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RPS Instrumentation
3.3.1

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

C.2.2 Place the Rod Control 49 hours
System in a condition
incapable of rod
withdrawal.

D. One Power Range - NOTES -
Neutron Flux - High I. One channel may be
channel inoperable. bypassed for up to 12

hours for surveillance
testing and setpoint
adjustment.

2. SR 3.2.4.2 is
applicable if the
Power Range
Neutron Flux input to
QPTR is inoperable.

D.1 Place channel in trip. 72 hours

OR

D.2 Be in MODE 3. 78 hours

E. One channel inoperable. - NOTE -
One channel may be
bypassed for up to
12 hours for surveillance
testing

E.1 Place channel in trip. 72 hours

OR

E.2 Be in MODE 3. 78 hours
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RPS Instrumentation
3.3.1

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

F. One Intermediate Range F.1 Reduce THERMAL 24 hours
Neutron Flux channel POWER to < P-6.
inoperable.

OR

F.2 Increase THERMAL 24 hours
POWER to > P-10,

G. Two Intermediate Range - NOTE -
Neutron Flux channels Limited plant cooldown or
inoperable. boron dilution is allowed

provided the change is
accounted for in the
calculated SDM. _

G.1 Suspend operations Immediately
involving positive reactivity
additions.

AND

G.2 Reduce THERMAL 2 hours
POWER to < P-6.

H. One Source Range - NOTE -
Neutron Flux channel Limited plant cooldown or
inoperable. boron dilution is allowed

provided the change is
accounted for in the
calculated SDM.

H.1 Suspend operations Immediately
involving positive reactivity
additions.

I. Two Source Range 1.1 Open Reactor Trip Immediately
Neutron Flux channels Breakers (RTBs).
inoperable.
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RPS Instrumentation
3.3.1

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

J. One Source Range J.1 Restore channel to 48 hours
Neutron Flux channel OPERABLE status.
inoperable.

OR

J.2.1 Initiate action to fully insert 48 hours
all rods.

AND

J.2.2 Place the Rod Control 49 hours
System in a condition
incapable of rod
withdrawal.

K. One channel inoperable. - NOTE -

One channel may be
bypassed for up to 12
hours for surveillance
testing. _

K.1 Place channel in trip. 72 hours

OR

K.2 Reduce THERMAL 78 hours
POWER to < P-7.
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RPS Instrumentation
3.3.1

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

L. One Reactor Coolant - NOTE -
Pump Breaker Position The inoperable channel
(Single Loop) channel may be bypassed for up to
inoperable. 4 hours for surveillance

testing of other channels.

L.1 Restore channel to 6 hours
OPERABLE status.

OR

L.2 Reduce THERMAL 10 hours
POWER to < P-8.

M. One Reactor Coolant
Pump Breaker Position - NOTE -
(Two Loops) channel The inoperable channel
inoperable. may be bypassed for up to

4 hours for surveillance
testing of other channels.

M.1 Place channel in trip. 6 hours

OR

M.2 Reduce THERMAL 12 hours
POWER to < P-7.

N. One Turbine Trip - NOTE -
channel inoperable. One channel may be

bypassed for up to
12 hours for surveillance
testing. _

N.1 Place channel in trip. 72 hours

OR

N.2 Reduce THERMAL 76 hours
POWER to < P-8.
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RPS Instrumentation
3.3.1

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

0. One train inoperable. - NOTE -
One train may be
bypassed for up to
24 hours for surveillance
testing provided the other
train is OPERABLE.

0.1 Restore train to 24 hours
OPERABLE status.

OR

0.2 Be in MODE 3. 30 hours

P. One RTB train
inoperable. -NOTE -

One train may be
bypassed for up to 4 hours
for surveillance testing,
provided the other train is
OPERABLE.

P.1 Restore train to 24 hours
OPERABLE status.

OR

P.2 Be in MODE 3. 30 hours
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RPS Instrumentation
3.3.1

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

Q. One or more channels Q.1 Verify interlock is in 1 hour
or trains inoperable. required state for existing

unit conditions.

OR

Q.2 Be in MODE 3. 7 hours

R. One or more channels R.1 Verify interlock is in 1 hour
or trains inoperable. required state for existing

unit conditions.

OR

R.2 Be in MODE 2. 7 hours

S. One trip mechanism S.1 Restore inoperable trip 48 hours
inoperable for one RTB. mechanism to OPERABLE

status.

OR

S.2 Be in MODE 3. 54 hours

SURVEILLANCE REQUIREMENTS

-NOTE -
Refer to Table 3.3.1-1 to determine which SRs apply for each RPS Function.

SURVEILLANCE FREQUENCY

SR 3.3.1.1 Perform CHANNEL CHECK. 12 hours
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RPS Instrumentation
3.3.1

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY

SR 3.3.1.2
- NOTES -

1. Adjust NIS channel if absolute difference is
> 2%.

2. Not required to be performed until 12 hours after
THERMAL POWER is 215% RTP.

Compare results of calorimetric heat balance
calculation to Nuclear Instrumentation System (NIS)
channel output.

24 hours

4-

SR 3.3.1.3
- NOTES -

1. Adjust NIS channel if absolute difference is
23%.

2. Not required to be performed until 24 hours after
THERMAL POWER is 2 15% RTP. _

Compare results of the incore detector
measurements to NIS AFD.

31 effective full
power days
(EFPD)

SR 3.3.1.4
-NOTE -

This Surveillance must be performed on the reactor
trip bypass breaker prior to placing the bypass
breaker in service.

Perform TADOT. 62 days on a
STAGGERED
TEST BASIS

SR 3.3.1.5 Perform ACTUATION LOGIC TEST. 92 days on a
STAGGERED
TEST BASIS
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RPS Instrumentation
3.3.1

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY

SR 3.3.1.6
- NOTE -

Not required to be performed until 24 hours after
THERMAL POWER is 50% RTP.

Calibrate excore channels to agree with incore 92 EFPD
detector measurements.

SR 3.3.1.7
-NOTE-

Not required to be performed for source range
instrumentation prior to entering MODE 3 from
MODE 2 until 4 hours after entry into MODE 3.

Perform COT. 184 days
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RPS Instrumentation
3.3.1

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY

SR 3.3.1.8
- NOTE -

This Surveillance shall include verification that
interlocks P-6 and P-10 are in their required state for
existing unit conditions.

Perform COT.

- NOTE -
Only required
when not
performed within
previous 184 days

Prior to reactor
startup

AND

Four hours after
reducing power
below P-6 for
source range
instrumentation

AND

Twelve hours after
reducing power
below P-10 for
power and
intermediate range
instrumentation

AND

Every 184 days
thereafter
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RPS Instrumentation
3.3.1

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY

SR 3.3.1.9 ------
-NOTE-

Verification of setpoint is not required.

Perform TADOT. 92 days

SR 3.3.1.10 Perform CHANNEL CALIBRATION. 24 months

SR 3.3.1.11 
-NOTE-

Neutron detectors are excluded from CHANNEL
CALIBRATION.

Perform CHANNEL CALIBRATION. 24 months

SR 3.3.1.12 Perform CHANNEL CALIBRATION. 24 months

SR 3.3.1.13 Perform COT. 24 months

SR 3.3.1.14
-NOTE-

Verification of setpoint is not required.

Perform TADOT. 24 months
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RPS Instrumentation
3.3.1

Table 3.3.1-1 (page 1 of 6)
Reactor Protection System Instrumentation

APPLICABLE
MODES OR OTHER REQUIRED SURVEILLANCE ALLOWABLE

FUNCTION SPECIFIED CHANNELS CONDITIONS REQUIREMENTS VALUE
CONDITIONS

1. Manual Reactor 1,2 2 B SR 3.3.1.14 NA
Trip 3(a) 4 (a) 5(a) 2 C SR 3.3.1.14 NA

2. Power Range
Neutron Flux

a. High 1,2 4 D SR 3.3.1.1 s 112.6% RTP
SR 3.3.1.2
SR 3.3.1.7
SR 3.3.1.11

b. Low 1(b),2 4 E SR 3.3.1.1 S 29.6% RTP
SR 3.3.1.8
SR 3.3.1.11

3. Intermediate I(b) 2(c) 2 F, G SR 3.3.1.1 S 31.4% RTP
Range Neutron SR 3.3.1.8
Flux SR 3.3.1.11

4. Source Range 2(d) 2 H, I SR 3.3.1.1 S 9.7 E5 cps
Neutron Flux SR 3.3.1.8

SR 3.3.1.11

3(a) 4(a) 5(a) 2 I, J SR 3.3.1.1 S 9.7 E5 cps

SR 3.3.1.7
SR 3.3.1.11

(a) With Rod Control System capable of rod withdrawal or one or more rods not fully inserted.

(b) Below the P-1 0 (Power Range Neutron Flux) interlocks.

(c) Above the P-6 (Intermediate Range Neutron Flux) interlocks.

(d) Below the P-6 (Intermediate Range Neutron Flux) interlocks
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RPS Instrumentation
3.3.1

Table 3.3.1-1 (page 2 of 6)
Reactor Protection System Instrumentation

APPLICABLE
FUNCTION MODES OR OTHER REQUIRED ONS SURVEILLANCE ALLOWABLE

SPECIFIED CHANNELS CONDITI REQUIREMENTS VALUE
CONDITIONS

5. Overtemperature 1,2 4 E SR 3.3.1.1 Refer to Note 1
AT SR 3.3.1.3

SR 3.3.1.6
SR 3.3.1.7
SR 3.3.1.12

6. Overpower AT 1,2 4 E SR 3.3.1.1 Refer to Note 2
SR 3.3.1.7
SR 3.3.1.12

7. Pressurizer
Pressure

a. Low 1 (e) 4 K SR 3.3.1.1 2 1878 psig
SR 3.3.1.7
SR 3.3.1.10

b. High 1,2 3 E SR 3.3.1.1 • 2416 psig
SR 3.3.1.7
SR 3.3.1.10

8. PressurizerWater 1(e) 3 K SR 3.3.1.1 •96.9%
Level - High SR 3.3.1.7

SR 3.3.1.10

9. Reactor Coolant 1(e) 3 per loop K SR 3.3.1.1 2 88.8%
Flow- Low SR 3.3.1.7

SR 3.3.1.10

10. Reactor Coolant
Pump (RCP)
Breaker Position

a. Single Loop 1( 1 per RCP L SR 3.3.1.14 NA

b. Two Loops 1 (g) 1 per RCP M SR 3.3.1.14 NA

(e) Above the P-7 (Low Power Reactor Trips Block) interlock.

(f) Above the P-8 (Power Range Neutron Flux) interlock.

(g) Above the P-7 (Low Power Reactor Trips Block) interlock and below the P-8 (Power Range Neutron Flux) Interlock
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RPS Instrumentation
3.3.1

Table 3.3.1-1 (page 3 of 6)
Reactor Protection System Instrumentation

APPLICABLE
MODES OR REQUIRED SURVEILLANCE ALLOWABLE

FUNCTION SPECIFIED CHANNELS CONDITIONS REQUIREMENTS VALUE

CONDITIONS

11. RCP Undervoltage 1(e) 1 per bus K SR 3.3.1.9 24959.4V(primary)
(6.9 kV bus) SR 3.3.1.10 2 82.66 V (secondary)

12. RCP 1(e) I per bus K SR 3.3.1.9 2 57.1 Hz
Underfrequency SR 3.3.1.10
(6.9 kV bus)

13. Steam 1,2 3 per SG E SR 3.3.1.1 2 3.7% NR
Generator (SG) SR 3.3.1.7
Water Level - Low SR 3.3.1.10
Low

14. SG Water Level - 1,2 2 per SG E SR 3.3.1.1 23.7% NR
Low SR 3.3.1.7

SR 3.3.1.10

Coincident with 1,2 2 per SG E SR 3.3.1.1 • 3.88 E6 Ibs/hr
Steam SR 3.3.1.7
Flow/Feedwater SR 3.3.1.10
Flow Mismatch

15. Turbine Trip Low 1(s 3 N SR 3.3.1.10 226 psig
Auto Stop Oil SR 3.3.1.14
Pressure

16. Safety Injection (SI) 1.2 2 trains 0 SR 3.3.1.14 NA
Input from
Engineered Safety
Feature Actuation
System (ESFAS)

(e) Above the P-7 (Low Power Reactor Trips Block) interlock.

(0 Above the P-8 (Power Range Neutron Flux) interlock.
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RPS Instrumentation
3.3.1

Table 3.3.1-1 (page 4 of 6)
Reactor Protection System Instrumentation

APPLICABLE
FUNCTION MODES OR OTHER REQUIRED CONDITIONS SURVEILLANCE ALLOWABLE

FUNCTION ~SPECIFIED CHANNELS CODTOS REQUIREMENTS VALUE
CONDITIONS

17. Reactor Protection
System Interlocks

a. Intermediate 2(d) 2 trains Q SR 3.3.1.11 Ž 2.5 E-1 1 amp
Range Neutron SR 3.3.1.13
Flux, P-6

b. Low Power 1 2 trains R SR 3.3.1.11 NA
Reactor Trips SR 3.3.1.13
Block, P-7

c. Power Range 1 4 R SR 3.3.1.11 • 26.4% RTP
Neutron Flux, SR 3.3.1.13
P-8

d. Power Range 1,2 4 a SR 3.3.1.11 •10% RTP (set)
Neutron Flux, SR 3.3.1.13 2 3.6% RTP (reset)
P-10

e. Turbine First 1 2 R SR 3.3.1.1 • 9.25% turbine
Stage Pressure, SR 3.3.1.7 power
P-7 input SR 3.3.1.10

18. Reactor Trip 1,2 2 trains P SR 3.3.1.4 NA
Breakers (RTBs)(h) 3(a) 4(a) 5(a) 2 trains C SR 3.3.1.4 NA

19. Reactor Trip 1,2 1 each perRTB S SR 3.3.1.4 NA

Breaker 3(a) 4(a) 5(a) 1 each per RTB C SR 3.3.1.4 NA

Shunt Trip
Mechanisms

20. Automatic Trip Logic 1,2 2 trains 0 SR 3.3.1.5 NA

3(a), 4(a) 5(a) 2 trains C SR 3.3.1.5 NA

(a) With Rod Control System capable of rod withdrawal or one or more rods not fully inserted.

(d) Below the P-6 (Intermediate Range Neutron Flux) interlocks.

(h) Including any reactor trip bypass breakers that are racked in and closed for bypassing an RTB.
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RPS Instrumentation
3.3.1

Table 3.3.1-1 (page 5 of 6)
Reactor Protection System Instrumentation

Note 1: Overtemperature AT

The Overtemperature AT Function Allowable Value shall not exceed the following:

The channel's maximum trip setpoint shall not exceed its computed trip setpoint by more than
3.3% AT span.

AT AT K K 2 (1+ s)[T-T']+K,(P- P9-f,(A)}

Where: AT is measured RCS AT, F (measured by hot leg and cold leg RTDs).
ATo is the indicated AT at RTP, F.
s is the Laplace transform operator, sec-'.
T is the measured RCS average temperature, F.
T' is the nominal Tavg at RTP, < [*]OF.

P is the measured pressurizer pressure, psig
P' is the nominal RCS operating pressure, 2 [*] psig

K1 < [] K2 2 [*]/OF K3 2 [*]/pSig
> [*] sec T2 < [*] sec

f1(Al) = [*] {[*] + (qt - qb)} when qt - qb - [*]% RTP
0% of RTP when -[*]% RTP < qt - qb < [*]% RTP
-[*] {(q - qb) - []} when q - qt > [*]% RTP

Where qt and qb are percent RTP in the upper and lower halves of the core,
respectively, and qt + qb is the total THERMAL POWER in percent RTP.

*These values denoted with [*] are specified in the COLR.
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RPS Instrumentation
3.3.1

Table 3.3.1-1 (page 6 of 6)
Reactor Protection System Instrumentation

Note 2: Overpower AT

The Overpower AT Function Allowable Value shall not exceed the following:

The channel's maximum trip setpoint shall not exceed its computed trip setpoint by more than
2.3% AT span.

AT <ATO{K4-K5 T3 S T -K.(T-T"')-f 2 (AI)}

Where: AT is measured RCS AT,0F.
ATo is the indicated AT at RTP, F.
s is the Laplace transform operator, sec1.
T is the measured RCS average temperature, F.
T" is the nominal Tavg at RTP, < [*]'F.

K4 • [*] Ks 2 [*]/OF for increasing Tavg Kr 2 [*]/'F when T> T
[*]/OF for decreasing Tavg [*]/OF when T < T

T3 < [ ] sec
f2(AI) = [*]

*These values denoted with [*] are specified in the COLR.
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ESFAS Instrumentation
3.3.2

3.3 INSTRUMENTATION

3.3.2 Engineered Safety Feature Actuation System (ESFAS) Instrumentation

LCO 3.3.2

APPLICABILITY:

The ESFAS instrumentation for each Function in Table 3.3.2-1 shall be
OPERABLE.

According to Table 3.3.2-1.

ACTIONS

- NOTE -
Separate Condition entry is allowed for each Function. __

CONDITION REQUIRED ACTION COMPLETION TIME

A. One or more Functions A.1 Enter the Condition Immediately
with one or more referenced in Table 3.3.2-1
required channels or for the channel(s) or
trains inoperable. train(s).

B. One channel or train B.1 Restore channel or train to 48 hours
inoperable. OPERABLE status.

OR

B.2.1 Be in MODE 3. 54 hours

AND

B.2.2 Be in MODE 5. 84 hours
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ESFAS Instrumentation
3.3.2

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

C. One train inoperable. - NOTE -
One train may be
bypassed for up to 8 hours
for surveillance testing
provided the other train is
OPERABLE

C.1 Restore train to 24 hours
OPERABLE status.

OR

C.2.1 Be in MODE 3. 30 hours

AND

C.2.2 Be in MODE 5. 60 hours

D. One channel inoperable. - NOTE -

One channel may be
bypassed for up to
12 hours for surveillance
testing.

D.1 Place channel in trip. 72 hours

OR

D.2.1 Be in MODE 3. 78 hours

AND

D.2.2 Be in MODE 4. 84 hours
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ESFAS Instrumentation
3.3.2

ACTIONS (continued) .-

CONDITION REQUIRED ACTION COMPLETION TIME

E. One Containment - NOTE -
Pressure channel One channel may be
inoperable in one or bypassed for up to
both sets of three. 12 hours for surveillance

testing. _

E.1 Place channel in trip. 72 hours

OR

E.2.1 Be in MODE 3. 78 hours

AND

E.2.2 Be in MODE 4. 84 hours

F. One channel or train F.1 Restore channel or train to 48 hours
inoperable. OPERABLE status.

OR

F.2.1 Be in MODE 3. 54 hours

AND

F.2.2 Be in MODE 4. 60 hours

G. One train inoperable. - NOTE -
One train may be
bypassed for up to 8 hours
for surveillance testing
provided the other train is
OPERABLE.

G.1 Restore train to 24 hours
OPERABLE status.

OR
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ESFAS Instrumentation
3.3.2

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

G.2.1 Be in MODE 3. 30 hours

AND

G.2.2 Be in MODE 4. 36 hours

H. Main Boiler Feedwater H.1 Verify one channel Immediately
Pump trip channel(s) associated with an
inoperable. operating MBFP is

OPERABLE.

AND

H.2 Restore one channel 48 hours
associated with each
operating MBFP to
OPERABLE status.

I. Required Action and 1.1 Be in MODE 3. 6 hours
associated Completion
Time of Condition H not
met.

J. One or more channels J.1 Verify interlock is in 1 hour
inoperable. required state for existing

unit condition.

OR

J.2.1 Be in MODE 3. 7 hours

AND

J.2.2 Be in MODE 4. 13 hours
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ESFAS Instrumentation
3.3.2

SURVEILLANCE REQUIREMENTS

- NOTE -
Refer to Table 3.3.2-1 to determine which SRs apply for each ESFAS Function. _ _

SURVEILLANCE FREQUENCY

SR 3.3.2.1 Perform CHANNEL CHECK. 12 hours

SR 3.3.2.2 Perform ACTUATION LOGIC TEST. 92 days on a
STAGGERED
TEST BASIS

SR 3.3.2.3 Perform MASTER RELAY TEST. 31 days on a
STAGGERED
TEST BASIS

SR 3.3.2.4 Perform COT. 184 days

SR 3.3.2.5 Perform SLAVE RELAY TEST. 24 months

SR 3.3.2.6
-NOTE-

Verification of setpoint not required for manual
initiation functions.

Perform TADOT. 24 months

SR 3.3.2.7 Perform CHANNEL CALIBRATION. 24 months
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ESFAS Instrumentation
3.3.2

Table 3.3.2-1 (page 1 of 4)
Engineered Safety Feature Actuation System Instrumentation

APPLICABLE
FUNCTION MODES OR OTHER REQUIRED CONDITIONS SURVEILLANCE ALLOWABLE

SPECIFIED CHANNELS REQUIREMENTS VALUE
CONDITIONS

1. Safety Injection

a. Manual
Initiation

b. Automatic
Actuation Logic
and Actuation
Relays

c. Containment
Pressure - High

d. Pressurizer
Pressure - Low

1,2,3,4

1,2,3,4

1,2,3

2

2 trains

3

3

B

C

D

D

SR 3.3.2.6

SR 3.3.2.2
SR 3.3.2.3
SR 3.3.2.5

SR 3.3.2.1
SR 3.3.2.4
SR 3.3.2.7

SR 3.3.2.1
SR 3.3.2.4
SR 3.3.2.7

NA

NA

< 8.6 psig

2 1801 psig

e. High Differential
Pressure
Between Steam
Lines

1,2,3 3 per steam line D SR 3.3.2.1
SR 3.3.2.4
SR 3.3.2.7

• 233.0 psid

f. High Steam
Flow in Two
Steam Lines

Coincident with
T - Low

g. High Steam
Flow in Two
Steam Lines

1,2,3

1,2,3

1,2,3

2 per steam line

1 per loop

2 per steam line

D

D

D

SR 3.3.2.1
SR 3.3.2.4
SR 3.3.2.7

SR 3.3.2.1
SR 3.3.2.4
SR 3.3.2.7

SR 3.3.2.1
SR 3.3.2.4
SR 3.3.2.7

(b)

2 540.750 F

(b)

Coincident with
Steam Line
Pressure - Low

1,2,3 1 per steam line D SR 3.3.2.1
SR 3.3.2.4
SR 3.3.2.7

2 425.0 psig

(a) Above the Pressurizer Pressure interlock.

(b) Less than or equal to turbine first stage pressure corresponding to 53.7% full steam flow below 20% load, and
increasing linearly from 53.7% full steam flow at 20% load to 110.8% full steam flow at 100% load, and 110.8% full
steam flow above 100% load.
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ESFAS Instrumentation
3.3.2

Table 3.3.2-1 (page 2 of 4)
Engineered Safety Feature Actuation System Instrumentation

APPLICABLE
MODES OR OTHER REQUIRED ONDITIONS SURVEILLANCE ALLOWABLE

FUNCTION SPECIFIED CHANNELS C REQUIREMENTS VALUE
CONDITIONS

2. Containment Spray

a. Manual 1,2,3,4 2 trains B SR 3.3.2.6 NA
Initiation

b. Automatic 1,2,3,4 2 trains C SR 3.3.2.2 NA
Actuation Logic SR 3.3.2.3
and Actuation SR 3.3.2.5
Relays

c. Containment 1,2,3 2 sets of 3 E SR 3.3.2.1 •28.6 psig
Pressure SR 3.3.2.4
(High High) SR 3.3.2.7

3. Containment
Isolation

a. Phase A
Isolation

(1) Manual 1,2,3,4 2 B SR 3.3.2.6 NA
Initiation

(2) Automatic 1,2,3,4 2 trains C SR 3.3.2.2 NA
Actuation SR 3.3.2.3
Logic and SR 3.3.2.5
Actuation
Relays

(3) Safety Refer to Function 1 (Safety Injection) for all initiation functions and requirements.
Injection

b. Phase B
Isolation

(1) Manual 1,2,3,4 2 B SR 3.3.2.6 NA
Initiation

(2) Automatic 1,2,3,4 2 trains C SR 3.3.2.2 NA
Actuation SR 3.3.2.3
Logic and SR 3.3.2.5
Actuation
Relays

(3) Contain- 1,2,3 2 sets of 3 E SR 3.3.2.1 •28.6 psig
ment SR 3.3.2.4
Pressure SR 3.3.2.7
(High High)
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ESFAS Instrumentation
3.3.2

Table 3.3.2-1 (page 3 of 4)
Engineered Safety Feature Actuation System Instrumentation

APPLICABLE

FUNCTION MODES OR OTHER REQUIRED CONDITIONS SURVEILLANCE ALLOWABLESPECIFIED CHANNELS REQUIREMENTS VALUE
CONDITIONS

4. Steam Line
Isolation

a. Manual 1,2(c), 3(C) 2 per steam line F SR 3.3.2.6 NA
Initiation

b. Automatic 1, 2(c), 3(c) 2 trains G SR 3.3.2.2 NA
Actuation Logic SR 3.3.2.3
and Actuation SR 3.3.2.5
Relays

c. Containment 1, 2(), 3(c) 2 sets of 3 E SR 3.3.2.1 •28.6 psig
Pressure SR 3.3.2.4
(High-High) SR 3.3.2.7

d. High Steam 1, 2(C), 3 c) 2 per steam line D SR 3.3.2.1 (b)
Flow in Two SR 3.3.2.4
Steam Lines SR 3.3.2.7

Coincident with 1, 2(c) 3(c) 1 per loop D SR 3.3.2.1 Ž 540.750F
T,, - Low SR 3.3.2.4

SR 3.3.2.7

e. High Steam 1 2(C) 3(c) 2 per steam line D SR 3.3.2.1 (b)
Flow in Two SR 3.3.2.4
Steam Lines SR 3.3.2.7

Coincident with 1 2(C) 3(c) 1 per steam line D SR 3.3.2.1 2425.0 psig
Steam Line SR 3.3.2.4
Pressure - Low SR 3.3.2.7

(b) Less than or equal to turbine first stage pressure corresponding to 53.7% full steam flow below 20% load,
and increasing linearly from 53.7% full steam flow at 20% load to 110.8% full steam flow at 100% load, and
110.8% full steam flow above 100% load.

(c) Except when all MSIVs are closed.
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ESFAS Instrumentation
3.3.2

Table 3.3.2-1 (page 4 of 4)
Engineered Safety Feature Actuation System Instrumentation

APPLICABLE
MODES OR REQUIRED CONDITIONS SURVEILLANCE ALLOWABLE

FUNCTION OTHERNS
SPECIFIED CHNESRQIEETVAU

CONDITIONS

5. Feedwater Isolation

a. Automatic
Actuation Logic
and Actuation
Relays

b. SG Water Level -
High High

c. Safety Injection

6. Auxiliary Feedwater

a. Automatic
Actuation Logic
and Actuation
Relays

b. SG Water Level -
Low Low

c. Safety Injection

d. Station Blackout
(SBO)
(Undervoltage Bus
5A or 6A)

e. Trip of Main Boiler
Feedwater Pump

7. ESFAS Interlocks
Pressurizer Pressure

1, 2d) 3(d) 2 trains G SR 3.3.2.2
SR 3.3.2.3
SR 3.3.2.5

NA

1 2,d) 3 d) 3 per SG D SR 3.3.2.1 • 77.7% NR
SR 3.3.2.4
SR 3.3.2.7

(d) Refer to Function I (Safety Injection) for all initiation functions and requirements.

1,2,3 2 trains G SR 3.3.2.2
SR 3.3.2.3
SR 3.3.2.5

NA

1,2,3 3 per SG D SR 3.3.2.1 Ž3.7% NR
SR 3.3.2.4
SR 3.3.2.7

Refer to Function 1 (Safety Injection) for all initiation functions and requirements.

1,2,3 Refer to LCO 3.3.5, 'LOP DG Start Instrumentation,' for requirements.

1(e), 2(e)

1,2,3

1 per MBFP

3

H

J

SR 3.3.2.6
SR 3.3.2.7

SR 3.3.2.1
SR 3.3.2.4
SR 3.3.2.7

2 19.5 psig

• 1980 psig

(d) Except when the main feedwater flowpath to each SG is isolated by a closed and deactivated automatic valve or a
closed manual valve.

(e) Only required for MBFPs that are in operation.
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PAM Instrumentation
3.3.3

3.3 INSTRUMENTATION

3.3.3 Post Accident Monitoring (PAM) Instrumentation

LCO 3.3.3

APPLICABILITY:

The PAM instrumentation for each Function in Table 3.3.3-1 shall be
OPERABLE.

MODES 1, 2, and 3.

ACTIONS

- NOTE -
Separate Condition entry is allowedfor each Function. ___ _

CONDITION REQUIRED ACTION COMPLETION TIME

A. One or more Functions A.1 Restore required channel 30 days
with one required or train to OPERABLE
channel or train status.
inoperable.

B. Required Action and B.1 Initiate action in Immediately
associated Completion accordance with
Time of Condition A not Specification 5.6.6.
met.

C. One or more Functions C.1 Restore all but one 7 days
with two or more channel or train to
required channels or OPERABLE status.
trains inoperable.

OR

RCS Hot Leg
Temperature (Wide
Range) channel
inoperable and no
OPERABLE CET train in
the associated quadrant.

OR
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PAM Instrumentation
3.3.3

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

RCS Cold Leg
Temperature (Wide
Range) channel
inoperable and no
OPERABLE SG
Pressure channel for the
associated SG.

D. Required Action and D.1 Enter the Condition Immediately
associated Completion referenced in Table 3.3.3-1
Time of Condition C not for the channel or train.
met.

E. As required by Required E.1 Be in MODE 3. 6 hours
Action D.1 and
referenced in AND
Table 3.3.3-1.

E.2 Be in MODE 4. 12 hours

F. As required by Required F.1 Initiate action in Immediately
Action D.1 and accordance with
referenced in Specification 5.6.6.
Table 3.3.3-1.

SURVEILLANCE REQUIREMENTS

- NOTE -
SR 3.3.3.1 and SR 3.3.3.3 apply to each PAM instrumentation Function in Table 3.3.3-1.

SURVEILLANCE FREQUENCY

SR 3.3.3.1 Perform CHANNEL CHECK for each required 31 days
instrumentation channel that is normally energized.

SR 3.3.3.2 Perform CHANNEL CALIBRATION of the following: 92 days

a. Function 10, Containment Hydrogen Monitors;
and

b. Function 22, RWST Level Instruments.
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PAM Instrumentation
3.3.3

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY

SR 3.3.3.3 Perform CHANNEL CALIBRATION 24 months
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PAM Instrumentation
3.3.3

Table 3.3.3-1 (page 1 of 1)
Post Accident Monitoring Instrumentation

CONDITION
FUNCTION REQUIRED CHANNELS REFERENCED FROM

REQUIRED ACTION D.1

1. Reactor Coolant System (RCS) Hot Leg
Temperature (Wide Range)

2. RCS Cold Leg Temperature (Wide Range)

3. RCS Pressure (Wide Range)

4. Reactor Vessel Level Indication System (RVLIS)

5. Containment Sump Water Level (Recirculation
Sump)

6. Containment Water Level (Containment Sump)

7. Containment Pressure

8. Containment Pressure (High Range)

9. Containment Area Radiation (High Range)

10. Containment Hydrogen Monitors

11. Pressurizer Level

12. Steam Generator (SG) Water Level (Narrow Range)

13. Steam Generator Water Level (Wide Range)

14. Condensate Storage Tank level

15. Core ExitTemperature-Quadrant 1

16. Core Exit Temperature - Quadrant 2

17. Core Exit Temperature - Quadrant 3

18. Core Exit Temperature - Quadrant 4

19. Auxiliary Feedwater Flow

20. Steam Generator Pressure

21. RCS Subcooling Margin Monitor

22. RWST Level

1 per loop (a)

1 per loop (b)

2

2

2

3

2

2

2

2

2

2 per steam generator

4

2

2 trains(c)

2 trains(c)

2 trains(c)

2 trains(c)

4

2 per steam line

2

2

E

E

E

F

E

(a) The required redundant channel for each of the four loops of RCS hot leg temperature is a qualified Core Exit
Temperature train in the quadrant associated with that loop.

(b) The required redundant channel for each of the four loops of RCS cold leg temperature is any channel of
steam generator pressure for that loop.

(c) A CET train consists of two core exit thermocouples (CETs).
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Remote Shutdown
3.3.4

3.3 INSTRUMENTATION

3.3.4 Remote Shutdown

LCO 3.3.4 The Remote Shutdown Functions shall be OPERABLE.

APPLICABILITY: MODES 1, 2, and 3.

ACTIONS

- NOTE -
Separate Condition entry is allowed for each Function.

CONDITION REQUIRED ACTION COMPLETION TIME

A. One or more required A.1 Restore required Function 30 days
Functions inoperable. to OPERABLE status.

B. Required Action and B.1 Be in MODE 3. 6 hours
associated Completion
Time not met. AND

B.2 Be in MODE 4. 12 hours

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.3.4.1 Perform CHANNEL CHECK for each required 31 days
instrumentation channel that is normally energized.

SR 3.3.4.2 Verify each required control circuit and transfer 24 months
switch is capable of performing the intended
function.
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Remote Shutdown
3.3.4

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY

SR 3.3.4.3 ---------------------------
-NOTE-

Neutron detectors are excluded from CHANNEL
CALIBRATION.

Perform CHANNEL CALIBRATION for each required 24 months
instrumentation channel.

SR 3.3.4.4 Verify proper operation of the local open/closed 24 months
indication on reactor trip breaker and reactor trip
bypass breaker.
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LOP DG Start Instrumentation
3.3.5

3.3 INSTRUMENTATION

3.3.5 Loss of Power (LOP) Diesel Generator (DG) Start Instrumentation

LCO 3.3.5

APPLICABILITY:

The following LOP DG start instrumentation shall be OPERABLE:

a. Two channels per bus of the 480 V bus Undervoltage Function on
buses 5A, 2A, 3A and 6A;

b. Two channels per bus of the 480 V bus Degraded Voltage
Function on buses 5A, 2A, 3A and 6A;

c.1 Three channels per bus of the Station Blackout (SBO) Function on
buses 5A and 6A when in MODE 1, 2, 3 and 4; and

c.2 Three channels per bus of the Station Blackout (SBO) Function on
either bus 5A or 6A when in MODE 5 and 6.

MODES 1, 2, 3, and 4,
When associated DG is required to be OPERABLE by LCO 3.8.2, "AC
Sources - Shutdown."

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. ------- NOE -_- A.1 Place channel in trip. 7 days
- NOTE -

Not applicable in MODE
5 or6. --

One SBO channel
inoperable on one bus.
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LOP DG Start Instrumentation
3.3.5

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

B. B.1 Restore to OPERABLE 48 hours
- NOTE - status at least three SBO

Not applicable in MODE channels on one bus and
5 or 6. two SBO channels on the

other bus.
Two or more SBO
channels inoperable on
one bus with three
OPERABLE SBO
channels on the other
bus.

OR

One SBO channel
inoperable on both
buses.

C. Required Action and C.1 Be in MODE 3. 6 hours
Completion Time of
Condition A or B not AND
met.

C.2 Be in MODE 5. 36 hours

D. ------ ___ --- D.1 Place channel in trip. 48 hours
- NOTE -

Not applicable in MODE
1, 2, 3 or 4.

One SBO channel
inoperable on a required
bus.

E. Two or more SBO E.1 Enter applicable Immediately
channels inoperable on Condition(s) and Required
both buses in MODE 1, Action(s) for all DGs
2, 3 or 4. inoperable.

OR

Required Action and
Completion Time of D
not met.
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LOP DG Start Instrumentation
3.3.5

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

F. F.1 Restore channel to 6 hours
- NOTE - OPERABLE status.

Separate Condition
entry is allowed for each
bus.

One Undervoltage
Function channel
inoperable.

G. G.1 Place channel in trip. 1 hour
- NOTE -

Separate Condition
entry is allowed for each
bus.

One Degraded Voltage
Function channel
inoperable.

H. Required Action and H.1 Enter applicable Immediately
associated Completion Condition(s) and Required
Time of Condition F or G Action(s) for the
not met. associated DG(s) made

OR inoperable by LOP DGstart instrumentation.

Two Undervoltage
Function channels
inoperable on one or
more buses.

OR

Two Degraded Voltage
Function channels
inoperable on one or
more buses.
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LOP DG Start Instrumentation
3.3.5

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.3.5.1 Perform CHANNEL CHECK of the 480 V bus 12 hours
Degraded Voltage Function.

SR 3.3.5.2 Perform TADOT of the 480 V bus Degraded Voltage 31 days
Function.

SR 3.3.5.3 Perform TADOT of each of the following: 24 months

a. 480 V bus Undervoltage Function; and

b. 480 V bus SBO Function.

SR 3.3.5.4 Perform ACTUATION LOGIC TEST of each of the 24 months
following:

a. 480 V bus Undervoltage Function; and

b. 480 V bus SBO Function.

SR 3.3.5.5 Perform CHANNEL CALIBRATION with Allowable 24 months
Values as follows:

a. 480 V bus Undervoltage Function Allowable
Value:
2 206.6 V with a time delay < 3.7 seconds.

b. 480 V bus Degraded Voltage Function
Allowable Value:
2 419 V and < 423 V with time delays as
follows:

i. 2 153 seconds and < 207 seconds (No
SI Signal); and

ii. 2 8.4 seconds and < 11.4 seconds
(Coincident SI).

c. 480 V bus SBO Function Allowable Value:
2 198.6 V.
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Containment Purge System and Pressure Relief Line Isolation Instrumentation
3.3.6

3.3 INSTRUMENTATION

3.3.6 Containment Purge System and Pressure Relief Line Isolation Instrumentation

LC 3.3.6

APPLICABILITY:

The Containment Purge System and Pressure Relief Line Isolation
instrumentation for each Function in Table 3.3.6-1 shall be OPERABLE.

MODES 1, 2, 3 and 4,
During movement of recently irradiated fuel assemblies within
containment.

ACTIONS

-NOTE -
Separate Condition entry is allowed for each Function.

CONDITION REQUIRED ACTION COMPLETION TIME

A. One radiation monitoring A.1 Restore the affected 7 days
channel inoperable. channel to OPERABLE

status.

B. A ---- --- B.1 Enter applicable Immediately
- NOTE - Conditions and Required

Only applicable in Actions of LCO 3.6.3,
MODE 1, 2, 3, or 4. "Containment Isolation

Valves," for containment
One or both automatic purge system and
actuation trains pressure relief line
inoperable. isolation valves made

inoperable by isolation
OR instrumentation.

Two radiation monitoring
channels inoperable.

OR

Required Action and
associated Completion
Time of Condition A not
met.

INDIAN POINT 2 3.3.6 - 1 Amendment No. 238



Containment Purge System and Pressure Relief Line Isolation Instrumentation
3.3.6

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

C. _ C.1 Place and maintain Immediately
- NOTE - containment purge system

Only applicable during and pressure relief line
movement of recently valves in closed position.
irradiated fuel
assemblies within OR
containment.

C.2 Enter applicable Immediately
Conditions and Required

One or both automatic Actions of LCO 3.9.3,
actuation trains "Containment
inoperable. Penetrations," for

containment purge system
OR and pressure relief line

isolation valves made
Two radiation monitoring inoperable by isolation
channels inoperable. instrumentation.

OR

Required Action and
associated Completion
Time for Condition A not
met.

SURVEILLANCE REQUIREMENTS

- NOTE -
Refer to Table 3.3.6-1 to determine which SRs apply for each Containment Purge System and
Pressure Relief Line Isolation Function. _____ __

SURVEILLANCE FREQUENCY

SR 3.3.6.1 Perform CHANNEL CHECK. 24 hours

SR 3.3.6.2 Perform ACTUATION LOGIC TEST. 31 days on a
STAGGERED
TEST BASIS
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Containment Purge System and Pressure Relief Line Isolation Instrumentation
3.3.6

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY

SR 3.3.6.3 Perform MASTER RELAY TEST. 31 days on a
STAGGERED
TEST BASIS

SR 3.3.6.4 Perform COT. 31 days

SR 3.3.6.5
-NOTE-

Verification of setpoint is not required.

Perform TADOT. 24 months

SR 3.3.6.6 Perform CHANNEL CALIBRATION. 24 months
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Containment Purge System and Pressure Relief Line Isolation Instrumentation
3.3.6

Table 3.3.6-1 (page 1 of 1)
Containment Purge System and Pressure Relief Line Isolation Instrumentation

SURVEILLANCE
FUNCTION REQUIRED CHANNELS REQUIREMENTS ALLOWABLE VALUE

1. Automatic Actuation Logic and 2 trains SR 3.3.6.2 NA
Actuation Relays SR 3.3.6.3

SR 3.3.6.5

2.a Gaseous Containment Radiation 1 SR 3.3.6.1 s 3 x background
(R-42) SR 3.3.6.4

SR 3.3.6.6

2.b Particulate Containment 1 SR 3.3.6.1 s 3 x background
Radiation (R-41) SR 3.3.6.4

SR 3.3.6.6

3. Containment Isolation - Phase A Refer to LCO 3.3.2, "ESFAS Instrumentation," Function 3.a., for all
initiation functions and requirements.

4. Containment Spray Refer to LCO 3.3.2, ESFAS Instrumentation,' Function 2, for all initiation
functions and requirements.
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CRVS Actuation Instrumentation
3.3.7

3.3 INSTRUMENTATION

3.3.7 Control Room Ventilation System (CRVS) Actuation Instrumentation

LCO 3.3.7

APPLICABILITY:

The CRVS actuation instrumentation for each Function in Table 3.3.7-1
shall be OPERABLE.

MODES 1, 2, 3 and 4,
During movement of recently irradiated fuel assemblies.

ACTIONS

- NOTE -
Separate Condition entry is allowed for each Function. _______

CONDITION REQUIRED ACTION COMPLETION TIME

A. ------- ___-__- A.1 Place one CRVS train in 72 hours
- NOTE - pressurization mode.

Only applicable in
MODE 1, 2, 3 or4.

One or more Functions
inoperable.

B. Required Action and B.1 Be in MODE 3. 6 hours
associated Completion
Time for Condition A not AND
met.

B.2 Be in MODE 5. 36 hours

C. ------ _ _---------- C.1 Suspend movement of Immediately
- NOTE - recently irradiated fuel

Only applicable during assemblies.
movement of recently
irradiated fuel
assemblies.

One or more Functions
inoperable.
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CRVS Actuation Instrumentation
3.3.7

SURVEILLANCE REQUIREMENTS

- NOTE -
Refer to Table 3.3.7-1 to determine which SRs apply for each CRVS Actuation Function.

SURVEILLANCE FREQUENCY

SR 3.3.7.1 Perform CHANNEL CHECK. 24 hours

SR 3.3.7.2 Perform COT. 31 days

SR 3.3.7.3 Perform MASTER RELAY TEST. 31 days

SR 3.3.7.4
-NOTE-

Verification of setpoint is not required.

Perform TADOT. 24 months

SR 3.3.7.5 Perform CHANNEL CALIBRATION. 24 months
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CRVS Actuation Instrumentation
3.3.7

Table 3.3.7-1 (page 1 of 1)
CRVS Actuation Instrumentation

FUNCTION REQUIRED CHANNELS SURVEILLANCE ALLOWABLE VALUES

1. Manual Initiation 1 train SR 3.3.7.4 NA

2. Control Building Air Intake 1 SR 3.3.7.1 • 0.75 mr
Radiation (R-38-1) SR 3.3.7.2

SR 3.3.7.3
SR 3.3.7.5

3. Control Room Air Intake 1 SR 3.3.7.1 < 0.75 mr
Radiation (R-38-2) SR 3.3.7.2

SR 3.3.7.3
SR 3.3.7.5

4. Safety Injection Refer to LCO 3.3.2, "ESFAS Instrumentation," Function 1, for all initiation
functions and requirements.
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RCS Pressure, Temperature, and Flow DNB Limits
3.4.1

3.4 REACTOR COOLANT SYSTEM (RCS)

3.4.1 RCS Pressure, Temperature, and Flow Departure from Nucleate Boiling (DNB) Limits

LCO 3.4.1 RCS DNB parameters for pressurizer pressure, RCS average
temperature, and RCS total flow rate shall be within the limits specified
below:

a. Pressurizer pressure is greater than or equal to the limit specified in
the COLR,

b. RCS average temperature is less than or equal to the limit specified
in the COLR, and

c. RCS total flow rate Ž 331,840 gpm.

APPLICABILITY: MODE 1.

- NOTE -
Pressurizer pressure limit does not apply during either:

a. THERMAL POWER ramp > 5% RTP per minute or

b. THERMAL POWER step> 10% RTP.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One or more RCS DNB A.1 Restore RCS DNB 2 hours
parameters not within parameter(s) to within limit.
limits.

B. Required Action and B.1 Be in MODE 2. 6 hours
associated Completion
Time not met.
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RCS Pressure, Temperature, and Flow DNB Limits
3.4.1

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.4.1.1 Verify pressurizer pressure is greater than or equal 12 hours
to the limit specified in the COLR.

SR 3.4.1.2 Verify RCS average temperature is less than or 12 hours
equal to the limit specified in the COLR.

SR 3.4.1.3 Verify RCS total flow rate is 2 331,840 gpm. 12 hours

SR 3.4.1.4
-NOTE-

Not required to be performed until 24 hours after
2 90% RTP.

Verify by precision heat balance that RCS total flow 24 months
rate is 2 331,840 gpm.
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RCS Minimum Temperature for Criticality
3.4.2

3.4 REACTOR COOLANT SYSTEM (RCS)

3.4.2 RCS Minimum Temperature for Criticality

LCO 3.4.2

APPLICABILITY:

Each RCS loop average temperature (T8vg) shall be 2 541"F.

MODE 1,
MODE 2 with keff 2 1.0.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. Tavg in one or more RCS A.1 Be in MODE 2 with Keff 30 minutes
loops not within limit. < 1.0.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.4.2.1 Verify RCS Tavg in each loop 2 541"F. 12 hours
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RCS P/T Limits
3.4.3

3.4 REACTOR COOLANT SYSTEM (RCS)

3.4.3 RCS Pressure and Temperature (P/T) Limits

LCO 3.4.3

APPLICABILITY:

RCS pressure, RCS temperature, and RCS heatup and cooldown rates
shall be maintained within the limits specified in Figure 3.4.3-1 and
Figure 3.4.3-2.

At all times.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. A.1 Restore parameter(s) to 30 minutes
- NOTE - within limits.

Required Action A.2
shall be completed AND
whenever this Condition
is entered. A.2 Determine RCS is 72 hours

acceptable for continued
Requirements of operation.
LCO not met in
MODE 1, 2, 3, or4.

B. Required Action and B.1 Be in MODE 3. 6 hours
associated Completion
Time of Condition A not AND
met.

B.2 Be in MODE 5 with RCS 36 hours
pressure < 500 psig.

C. ------- - ---- C.1 Initiate action to restore Immediately
- NOTE - parameter(s) to within

Required Action C.2 limits.
shall be completed
whenever this Condition AND
is entered.

Requirements of
LCO not met any time in
other than MODE 1, 2,
3, or 4.
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RCS P/T Limits
3.4.3

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

C.2 Determine RCS is Prior to entering
acceptable for continued MODE 4
operation.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.4.3.1
-NOTE-

Only required to be performed during RCS heatup
and cooldown operations and RCS Inservice leak
and hydrostatic testing.

Verify RCS pressure, RCS temperature, and RCS 30 minutes
heatup and cooldown rates are within the limits
specified in the following:

a. Figure 3.4.3-1 during RCS heatup and during
RCS inservice leak and hydrostatic testing; and

b. Figure 3.4.3-2 during RCS cooldown (including
RCS cooldown following RCS inservice leak and
hydrostatic testing).
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RCS P/T Limits
3.4.3
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-Notes-
1. Acceptable operation is to the right of or below the applicable curve. Unacceptable

operation is to the left of or above the applicable curve.
2. Figure 3.4.3-1 is effective until 25 effective full power years (EFPYs)
3. Figure 3.4.3-1 does not include any allowance for instrument uncertainty.

Figure 3.4.3-1:
Heatup Limitations for the Reactor Coolant System (RCS) and
Hydrostatic and Inservice Leak Testing Limitations for the RCS.
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RCS P/T Limits
3.4.3
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Figure 3.4.3-2:
Cooldown Limitations for the RCS (including RCS cooldown

following RCS inservice leak and hydrostatic testing).
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RCS Loops - MODES 1 and 2
3.4.4

3.4 REACTOR COOLANT SYSTEM (RCS)

3.4.4 RCS Loops - MODES 1 and 2

LCO 3.4.4

APPLICABILITY:

Four RCS loops shall be OPERABLE and in operation.

MODES 1 and 2.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. Requirements of A.1 Be in MODE 3. 6 hours
LCO not met.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.4.4.1 Verify each RCS loop is in operation. 12 hours
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RCS Loops - MODE 3
3.4.5

3.4 REACTOR COOLANT SYSTEM (RCS)

3.4.5 RCS Loops - MODE 3

LCO 3.4.5 Two RCS loops shall be OPERABLE and either:

a. Two RCS loops shall be in operation when the Rod Control System
is capable of rod withdrawal or

b. One RCS loop shall be in operation when the Rod Control System is
not capable of rod withdrawal.

- NOTE -
All reactor coolant pumps may be removed from operation for < 1 hour
per 8 hour period provided:

a. No operations are permitted that would cause introduction into the
RCS of any coolant with a boron concentration less than that
required to meet the SDM of LCO 3.1.1; and

b. Core outlet temperature is maintained at least 100F below saturation
temperature.

APPLICABILITY: MODE 3.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One required RCS loop A.1 Restore required RCS loop 72 hours
inoperable. to OPERABLE status.

B. Required Action and B.1 Be in MODE 4. 12 hours
associated Completion
Time of Condition A not
met.

C. One required RCS loop C.1 Restore required RCS loop 1 hour
not in operation with to operation.
Rod Control System
capable of rod OR
withdrawal.
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RCS Loops - MODE 3
3.4.5

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

C.2 Place the Rod Control 1 hour
System in a condition
incapable of rod
withdrawal.

D. Two required RCS loops D.1 Place the Rod Control Immediately
inoperable. System in a condition

incapable of rod
OR withdrawal.

No RCS loop in AND
operation.

D.2 Suspend operations that Immediately
would cause introduction
into the RCS of any
coolant with a boron
concentration less than
that required to meet SDM
of LCO 3.1.1.

AND

D.3 Initiate action to restore Immediately
one RCS loop to
OPERABLE status and
operation.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.4.5.1 Verify required RCS loops are in operation. 12 hours

SR 3.4.5.2 Verify steam generator secondary side water levels 12 hours
are 2 0% narrow range for required RCS loops.
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RCS Loops - MODE 3
3.4.5

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY

SR 3.4.5.3 -- …

-NOTE-
Not required to be performed until 24 hours after a
required pump is not in operation.

Verify correct breaker alignment and indicated power 7 days
are available to each required pump.
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RCS Loops - MODE 4
3.4.6

3.4 REACTOR COOLANT SYSTEM (RCS)

3.4.6 RCS Loops - MODE 4

LCO 3.4.6 Two loops consisting of any combination of RCS loops and residual heat
removal (RHR) loops shall be OPERABLE, and one loop shall be in
operation.

- NOTES -
1. All reactor coolant pumps (RCPs) and RHR pumps may be removed

from operation for < 1 hour per 8 hour period provided:

a. No operations are permitted that would cause introduction into
the RCS of any coolant with a boron concentration less than
that required to meet the SDM of LCO 3.1.1, and

b. Core outlet temperature is maintained at least 100F below
saturation temperature.

2. No RCP shall be started with any RCS cold leg temperature < 2800F
unless the requirements for RCP starting in LCO 3.4.12 are met.

APPLICABILITY: MODE 4.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One required loop A.1 Initiate action to restore a Immediately
inoperable. second loop to

OPERABLE status.

AND

A.2
- NOTE -

Only required if RHR loop
is OPERABLE.

Be in MODE 5. 24 hours
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RCS Loops - MODE 4
3.4.6

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

B. Two required loops B.1 Suspend operations that Immediately
inoperable. would cause introduction

into the RCS of any
OR coolant with a boron

concentration less than
Required loop not in that required to meet SDM
operation. of LCO 3.1.1

AND

B.2 Initiate action to restore Immediately
one loop to OPERABLE
status and operation.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.4.6.1 Verify required RHR or RCS loop is in operation. 12 hours

SR 3.4.6.2 Verify SG secondary side water levels are 2 0% 12 hours
narrow range for required RCS loops.

SR 3.4.6.3
-NOTE-

Not required to be performed until 24 hours after a
required pump is not in operation.

Verify correct breaker alignment and indicated power 7 days
are available to each required pump.
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RCS Loops - MODE 5, Loops Filled
3.4.7

3.4 REACTOR COOLANT SYSTEM (RCS)

3.4.7 RCS Loops - MODE 5, Loops Filled

LCO 3.4.7 One residual heat removal (RHR) loop shall be OPERABLE and in
operation, and either:

a. The non-operating RHR loop shall be OPERABLE or

b. The secondary side water level of at least two steam generators
(SGs) shall be 2 0% narrow range.

- NOTES -
1. The RHR pump of the loop in operation may be removed from

operation for 1 hour per 8 hour period provided:

a. No operations are permitted that would cause introduction into
the RCS of any coolant with a boron concentration less than
that required to meet the SDM of LCO 3.1.1; and

b. Core outlet temperature is maintained at least 10F below
saturation temperature.

2. One required RHR loop may be inoperable for up to 2 hours for
surveillance testing provided that the other RHR loop is OPERABLE
and in operation.

3. No reactor coolant pump shall be started with any RCS cold leg
temperatures < 2800F unless the requirements for RCP starting in
LCO 3.4.12 are met.

4. All RHR loops may be removed from operation during planned
heatup to MODE 4 when at least one RCS loop is in operation.

APPLICABILITY: MODE 5 with RCS Loops Filled
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RCS Loops - MODE 5, Loops Filled
3.4.7

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One required RHR loop A.1 Initiate action to restore a Immediately
inoperable. second RHR loop to

OPERABLE status.
AND

OR
One RHR loop
OPERABLE. A.2 Initiate action to restore Immediately

required SGs secondary
side water level to within
limit.

B. One or more required B.1 Initiate action to restore a Immediately
SGs with secondary side second RHR loop to
water level not within OPERABLE status.
limit.

OR
AND

B.2 Initiate action to restore Immediately
One RHR loop required SGs secondary
OPERABLE. side water level to within

limit.

C. No required RHR loops C.1 Suspend operations that Immediately
OPERABLE. would cause introduction

into the RCS of any
OR coolant with a boron

concentration less than
Required RHR loop not that required to meet SDM
in operation. of LCO 3.1.1.

AND

C.2 Initiate action to restore Immediately
one RHR loop to
OPERABLE status and
operation.
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RCS Loops - MODE 5, Loops Filled
3.4.7

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.4.7.1 Verify required RHR loop is in operation. 12 hours

SR 3.4.7.2 Verify SG secondary side water level is 2 0% narrow 12 hours
range in required SGs.

SR 3.4.7.3
-NOTE-

Not required to be performed until 24 hours after a
required pump is not in operation.

Verify correct breaker alignment and indicated power 7 days
are available to each required RHR pump.
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RCS Loops - MODE 5, Loops Not Filled
3.4.8

3.4 REACTOR COOLANT SYSTEM (RCS)

3.4.8 RCS Loops - MODE 5, Loops Not Filled

LCO 3.4.8 Both residual heat removal (RHR) loops shall be OPERABLE and one
RHR loop shall be in operation.

- NOTES -
1. All RHR pumps may be removed from operation for < 15 minutes

when switching from one loop to another provided:

a. The core outlet temperature is maintained > 10OF below
saturation temperature,

b. No operations are permitted that would cause introduction into
the RCS of any coolant with a boron concentration less than
that required to meet the SDM of LCO 3.1.1, and

c. No draining operations to further reduce the RCS water
volume are permitted.

2. One RHR loop may be inoperable for < 2 hours for surveillance
testing provided that the other RHR loop is OPERABLE and in
operation.

APPLICABILITY: MODE 5 with RCS loops not filled.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One required RHR loop A.1 Initiate action to restore Immediately
inoperable. RHR loop to OPERABLE

status.
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RCS Loops - MODE 5, Loops Not Filled
3.4.8

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

B. No required RHR loop B.1 Suspend operations that Immediately
OPERABLE. would cause introduction

into the RCS of any
OR coolant with a boron

concentration less than
Required RHR loop not that required to meet SDM
in operation. of LCO 3.1.1.

AND

B.2 Initiate action to restore Immediately
one RHR loop to
OPERABLE status and
operation.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.4.8.1 Verify required RHR loop is in operation. 12 hours

SR 3.4.8.2
-NOTE-

Not required to be performed until 24 hours after a
required pump is not in operation.

Verify correct breaker alignment and indicated power 7 days
are available to each required RHR pump.
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Pressurizer
3.4.9

3.4 REACTOR COOLANT SYSTEM (RCS)

3.4.9 Pressurizer

LCO 3.4.9 The pressurizer shall be OPERABLE with:

a. Pressurizer water level < 60.6% and

b. Two groups of pressurizer heaters OPERABLE with the capacity of
each group 2 150 kWwith each group powered from a different
safeguards power train.

APPLICABILITY: MODES 1, 2, and 3.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. Pressurizer water level A.1 Be in MODE 3. 6 hours
not within limit.

AND

A.2 Fully insert all rods. 6 hours

AND

A.3 Place Rod Control System 6 hours
in a condition incapable of
rod withdrawal.

AND

A.4 Be in MODE 4. 12 hours

B. One required group of B.1 Restore required group of 72 hours
pressurizer heaters pressurizer heaters to
inoperable. OPERABLE status.
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Pressurizer
3.4.9

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

C. Required Action and C.1 Be in MODE 3. 6 hours
associated Completion
Time of Condition B not AND
met.

C.2 Be in MODE 4. 12 hours

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.4.9.1 Verify pressurizer water level is 60.6%. 12 hours

SR 3.4.9.2 Verify capacity of each required group of pressurizer 24 months
heaters is 2 150 kW.
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Pressurizer Safety Valves
3.4.10

3.4 REACTOR COOLANT SYSTEM (RCS)

3.4.10 Pressurizer Safety Valves

LCO 3.4.10

APPLICABILITY:

Three pressurizer safety valves shall be OPERABLE with lift settings set
2 2460 psig and < 2510 psig.

MODES 1, 2, and 3,
MODE 4 with all RCS cold leg temperatures > 2801F.

- NOTE -
The lift settings are not required to be within the LCO limits during
MODES 3 and 4 for the purpose of setting the pressurizer safety valves
under ambient (hot) conditions. This exception is allowed for 54 hours
following entry into MODE 3 provided a preliminary cold setting was made
prior to heatup.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One pressurizer safety A.1 Restore valve to 15 minutes
valve inoperable. OPERABLE status.

B. Required Action and B.1 Be in MODE 3. 6 hours
associated Completion
Time not met. AND

OR B.2 Be in MODE 4 with any 24 hours
RCS cold leg temperature

Two or more pressurizer < LTOP Applicability
safety valves inoperable, temperature specified in

LCO 3.4.12.
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Pressurizer Safety Valves
3.4.10

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.4.10.1 Verify each pressurizer safety valve is OPERABLE In accordance with
in accordance with the Inservice Testing Program. the Inservice
Following testing, lift settings shall be 2 2460 psig Testing Program
and < 2510 psig.
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Pressurizer PORVs
3.4.11

3.4 REACTOR COOLANT SYSTEM (RCS)

3.4.11 Pressurizer Power Operated Relief Valves (PORVs)

LCO 3.4.11

APPLICABILITY:

Each PORV and associated block valve shall be OPERABLE.

MODES 1, 2, and 3.

ACTIONS

- NOTE -
Separate Condition entry is allowed for each PORV.

CONDITION REQUIRED ACTION COMPLETION TIME

A. One or more PORVs A.1 Close and maintain power 4 hours
inoperable and capable to associated block valve.
of being manually
cycled.

B. One PORV inoperable B.1 Close associated block 4 hours
and not capable of being valve.
manually cycled.

AND

B.2 Remove power from 4 hours
associated block valve.

AND

B.3 Restore PORV to 7 days
OPERABLE status.
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Pressurizer PORVs
3.4.11

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

C. One block valve - NOTE -
inoperable. Required Actions C.1 and

C.2 do not apply when
block valve is inoperable
solely as a result of
complying with Required
Actions B.2 or E.2.

C.1 Place associated PORV in 4 hours
manual control.

AND

C.2 Restore block valve to 7 days
OPERABLE status.

D. Required Action and D.1 Be in MODE 3. 6 hours
associated Completion
Time of Condition A, B, AND
or C not met.

D.2 Be in MODE 4. 12 hours

E. Two PORVs inoperable E.1 Close associated block 4 hours
and not capable of being valves.
manually cycled.

AND

E.2 Remove power from 4 hours
associated block valves.

AND

E.3 Be in MODE 3. 6 hours

AND

E.4 Be in MODE 4. 12 hours
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Pressurizer PORVs
3.4.11

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

F. More than one block - NOTE -
valve inoperable. Required Action F.1 does

not apply when block valve
is inoperable solely as a
result of complying with
Required Actions B.2 or
E.2. 

_

F.1 Restore one block valve to 4 hours
OPERABLE status.

G. Required Action and G.1 Be in MODE 3. 6 hours
associated Completion
Time of Condition F not AND
met.

G.2 Be in MODE 4. 12 hours

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.4.11.1 --- …
-NOTES-

1. Not required to be performed with block valve
closed in accordance with the Required Actions
of this LCO.

2. Only required to be performed in
MODES 1 and 2.

Perform a complete cycle of each block valve. 92 days

SR 3.4.11.2 ------------------ …

- NOTE -
Only required to be performed in MODES 1 and 2.

Perform a complete cycle of each PORV. 24 months
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LTOP
3.4.12

3.4 REACTOR COOLANT SYSTEM (RCS)

3.4.12 Low Temperature Overpressure Protection (LTOP)

LCO 3.4.12 LTOP shall be OPERABLE in accordance with one of the options in
Table 3.4.12-1 and the accumulators shall be isolated.

-NOTES -
1. Accumulator isolation is only required when accumulator pressure is

greater than or equal to the maximum RCS pressure for the coldest
existing RCS cold leg temperature allowed by the P/T limit curves
provided in Figure 3.4.12-1.

2. If conditions require the use of High Head Safety Injection (HHSI)
pumps in the event of loss of RCS inventory, the pumps can be
made capable of injecting into the RCS.

3. One HHSI pump may be made capable of injecting into the RCS as
needed to support abnormal operations such as emergency boration
or response to loss of RHR cooling.

4. SR 3.4.12.8 shall be met prior to starting a reactor coolant pump
(RCP) if no other RCPs are in operation.

APPLICABILITY: MODE 4 when any RCS cold leg temperature is • 2801F,
MODE 5,
MODE 6 when the reactor vessel head is on.
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LTOP
3.4.12

ACTIONS
- NOTE -

LCO 3.0.4.b is not applicable when entering MODE 4.

CONDITION I REQUIRED ACTION I COMPLETION TIME

A. Number of HHSI pumps
capable of injecting into
the RCS exceeds Table
3.4.12-1 limits for plant
conditions.

OR

Number of charging
pumps capable of
injecting into the RCS
exceeds Table 3.4.12-1
limits for plant conditions.

OR

Combination of
pressurizer pressure,
pressurizer level and
RCS temperature not
within Table 3.4.12-1
limits for the number of
HHSI pumps and
charging pumps capable
of injecting into the RCS.

-NOTE-
Table 3.4.12-1 limits for charging
pumps capable of injecting into the
RCS may be exceeded during pump
swap operation for • 15 minutes.

A.1 Initiate action to verify that
the number of HHSI
pumps and charging
pumps capable of injecting
into the RCS is within
Table 3.4.12-1 limits for
plant conditions.

Immediately

Immediately

OR

A.2 Initiate action to restore
the combination of
pressurizer pressure,
pressurizer level and RCS
temperature to within
Table 3.4.12-1 limits for
the number of HHSI
pumps and charging
pumps capable of injecting
into the RCS.

B. An accumulator not B.1 Isolate affected 1 hour
isolated when the accumulator.
accumulator pressure is
greater than or equal to
the maximum RCS
pressure for existing
cold leg temperature
allowed in
Figure 3.4.12-1.
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LTOP
3.4.12

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

C. Required Action and C.1 Increase RCS cold leg 12 hours
associated Completion temperature to > 2800F.
Time of Condition B not
met. OR

C.2 Depressurize affected 12 hours
accumulator to less than
the maximum RCS
pressure for existing cold
leg temperature allowed in
Figure 3.4.12-1.

D. One required PORV D.1 Restore required PORV to 7 days
inoperable. OPERABLE status.

E. Two required PORVs E.1 Initiate action to reduce the Immediately
inoperable. number of HHSI pumps

and charging pumps
OR capable of injecting into

the RCS consistent with
Required Action and Table 3.4.12-1.
associated Completion
Time of Condition A or D AND
not met.

E.2 Depressurize RCS and 8 hours
OR establish RCS vent

required by Table 3.4.12-1
LTOP inoperable for any for existing plant
reason other than conditions.
Condition A, B, C or D.
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LTOP
3.4.12

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY
+

SR 3.4.12.1
- NOTE -

Not required to be met when Table 3.4.12-1,
Option I, is met.

Verify that the number of HHSI pumps and charging
pumps capable of injecting into the RCS is within
Table 3.4.12-1 limits for plant conditions.

12 hours for
pumps with circuit
breakers not
locked out

AND

31 days for pumps
with circuit
breakers locked
out

4.

SR 3.4.12.2
- NOTE -

Not required to be met when Table 3.4.12-1,
Option A, B, F, G, H or I is met.

Verify that the combination of pressurizer pressure,
pressurizer level and RCS temperature is within the
limits of the Figure specified in Table 3.4.12-1 for the
number of HHSI pumps and charging pumps
capable of injecting into the RCS.

12 hours

SR 3.4.12.3 Verify each accumulator discharge isolation valve is 12 hours
closed and power removed.

OR

Verify each accumulator pressure is less than the 12 hours
maximum RCS pressure allowed by the PIT limit
curves in Figure 3.4.12-1 for the coldest existing
RCS cold leg temperature.
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LTOP
3.4.12

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY

- NOTE -
Not required to be met when Table 3.4.12-1,
Option A, B, C, D or E is met.

Verify required RCS vent meets the following:SR 3.4.12.4

a. 2 2.00 square inches (or 1 PORV blocked fully
open) when required by Table 3.4.12-1,
Option F;

b. 2 5.00 square inches (or 2 PORVs blocked
fully open) when required by Table 3.4.12-1,
Option G or H; or

c. 2 5.00 square inches when required by
Table 3.4.12-1, Option I.

24 hours for
unlocked open
vent valve(s)

AND

31 days for locked
open vent valve(s)

SR 3.4.12.5 Verify PORV block valve is open for each required 72 hours
PORV.

SR 3.4.12.6
- NOTE -

Not required to be performed until 12 hours after
decreasing RCS cold leg temperature to < 2800F.

Perform a COT on each required PORV, excluding 31 days
actuation.

SR 3.4.12.7 Perform CHANNEL CALIBRATION for each required 24 months
PORV actuation channel.
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LTOP
3.4.12

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY
-t

SR 3.4.12.8 Verify the conditions in one of the following options is
satisfied prior to starting any RCP:

A.1 Temperature of all steam generators (SGs)
< RCS temperature.

OR

B.1 Two PORVs with lift settings within
Figure 3.4.12-1 limits are OPERABLE; and

B.2 Temperature of all SGs s 400F higher than
the RCS temperature; and

B.3 RCS temperature is s 2490F; and

B.4 Pressurizer level > 30% and 5 85% of span.

OR

C.1 Temperature of all SGs s 400F higher than
the RCS temperature; and

C.2 RCS pressure, temperature and pressurizer
level within limits specified in Figure 3.4.12-5
for RCP pump start with SGs s 400F higher
than the RCS temperature.

OR

D.1 Temperature of all SGs s 100OF higher than
the RCS temperature; and

D.2 RCS Pressure, temperature and pressurizer
level within limits specified in Figure 3.4.12-6
for RCP pump start with SGs s 1 00F higher
than the RCS temperature.

Within 30 minutes
prior to starting
any RCP if no
other RCP is
operating
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LTOP
3.4.12

Table 3.4.12 - 1
Options for LTOP OPERABILITY

LTOP Relief Capability or Maximum Injection Restrictions on
Option Vent Size Capability RCS Temperature,

Pressure and
HHSI Charging Pressurizer Level

Pumps Pumps

A. 2 OPERABLE PORVs with 0 s 3 None
normal setpoint specified in
Figure 3.4.12-1

B. 2 OPERABLE PORVs with s1 52 None
reduced setpoint specified in
Figure 3.4.12-1

C. None 0 1 As Specified in
Figure 3.4.12-2

D. None 0 2 As Specified in
._________ Figure 3.4.12-3

E. None 0 3 As Specified in
Figure 3.4.12-4.

F. 2 square inch vent 1 3 None
(1 PORV blocked open)

G. 2 5 square inch vent 5 2 5 3 None
(2 PORVs blocked open)

H. 2 5 square inch vent 5 3 5 2 None
(2 PORVs blocked open)

I. 2 5 square inch vent 5 3 5 3 None
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RCS Operational LEAKAGE
3.4.13

3.4 REACTOR COOLANT SYSTEM (RCS)

3.4.13 RCS Operational LEAKAGE

LCO 3.4.13

APPLICABILITY:

RCS operational LEAKAGE shall be limited to:

a. No pressure boundary LEAKAGE,

b. 1 gpm unidentified LEAKAGE,

c. 10 gpm identified LEAKAGE, and

d. 150 gallons per day primary to secondary LEAKAGE through any
one SG.

MODES 1, 2,3, and 4.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. RCS LEAKAGE not A.1 Reduce LEAKAGE to 4 hours
within limits for reasons within limits.
other than pressure
boundary LEAKAGE.

B. Required Action and B.1 Be in MODE 3. 6 hours
associated Completion
Time of Condition A not AND
met.

B.2 Be in MODE 5. 36 hours
OR

Pressure boundary
LEAKAGE exists.
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RCS Operational LEAKAGE
3.4.13

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.4.13.1
- NOTE -

Not required to be performed in MODE 3 or 4 until
12 hours of steady state operation.

Verify RCS Operational LEAKAGE is within limits by 72 hours
performance of RCS water inventory balance.

SR 3.4.13.2 Verify steam generator tube integrity is in In accordance with
accordance with the Steam Generator Tube the Steam
Surveillance Program. Generator Tube

Surveillance
Program
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RCS PIV Leakage
3.4.14

3.4 REACTOR COOLANT SYSTEM (RCS)

3.4.14 RCS Pressure Isolation Valve (PIV) Leakage

LCO 3.4.14

APPLICABILITY:

Leakage from each RCS PIV shall be within limit.

MODES 1, 2, and 3,
MODE 4, except valves in the residual heat removal (RHR) flow path

when in, or during the transition to or from, the RHR mode of
operation.

ACTIONS

- NOTES -
1. Separate Condition entry is allowed for each flow path.

2. Enter applicable Conditions and Required Actions for systems made inoperable by an
inoperable PIV. _ ________

CONDITION REQUIRED ACTION COMPLETION TIME

A. One or more flow paths - NOTE -
with leakage from one or Each valve used to satisfy
more RCS PIVs not Required Action A.1 and
within limit. Required Action A.2 must

have been verified to meet
SR 3.4.14.1 and be in the.
reactor coolant pressure
boundary or the high
pressure portion of the
system.

A.1 Isolate the high pressure 4 hours
portion of the affected
system from the low
pressure portion by use of
one closed manual,
deactivated automatic, or
check valve.

AND
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RCS PIV Leakage
3.4.14

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

A.2 Restore RCS PIV to within 72 hours
limits.

B. Required Action and B.1 Be in MODE 3. 6 hours
associated Completion
Time for Condition A not AND
met.

B.2 Be in MODE 5. 36 hours

C. One or both RCS C.1 Verify RCS boundary 24 hours
boundary valves 730 valves 730 and 731 are
and 731 not closed and closed and de-energized.
de-energized.
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RCS PIV Leakage
3.4.14

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.4.14.1
- NOTES -

1. Not required to be performed in MODES 3
and 4.

2. Not required to be performed on the RCS PIVs
located in the RHR flow path when in the
shutdown cooling mode of operation.

3. RCS PIVs actuated during the performance of
this Surveillance are not required to be tested
more than once if a repetitive testing loop
cannot be avoided.

Verify leakage from each RCS PIV is within the
following limits at an RCS pressure 2 2215 psig and
< 2255 psig:

a.1 Leakage < 1.0 gpm;

OR

b.1 Leakage < 5.0 gpm; and

b.2 Leakage < previous + 0.5 * (5.0 - previous)
gpm

In accordance with
the Inservice
Testing Program,
and 24 months

AND.

Prior to entering
MODE 2
whenever the unit
has been in
MODE 5 for
7 days or more, if
leakage testing
has not been
performed in the
previous 9 months

AND

Within 24 hours
following valve
actuation due to
automatic or
manual action or
flow through the
valve
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RCS PIV Leakage
3.4.14

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY

SR 3.4.14.2 --------------
-NOTE-

Not required to be met until 24 hours after securing
from the RHR mode of operation.

Verify that RCS boundary valves 730 and 731 are 92 days
closed and de-energized.
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RCS Leakage Detection Instrumentation
3.4.15

3.4 REACTOR COOLANT SYSTEM (RCS)

3.4.15 RCS Leakage Detection Instrumentation

LCO 3.4.15 The following RCS leakage detection instrumentation shall be
OPERABLE:

a. One containment sump (level or discharge flow) monitor,

b. One containment atmosphere radioactivity monitor (gaseous or
particulate), and

c. One containment fan cooler unit (FCU) condensate flow rate
monitor.

APPLICABILITY: MODES 1, 2, 3, and 4.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. Required containment A.1
sump monitor -NOTE -
inoperable. Not required until 12 hours

after establishment of
steady state operation.

Perform SR 3.4.13.1. Once per 24 hours

AND

A.2 Restore required 30 days
containment sump monitor
to OPERABLE status.
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RCS Leakage Detection Instrumentation
3.4.15

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

B. Required containment B.1 Analyze grab samples of Once per 24 hours
atmosphere radioactivity the containment
monitor inoperable. atmosphere.

OR

B.2
- NOTE -

Not required until 12 hours
after establishment of
steady state operation.

Perform SR 3.4.13.1. Once per 24 hours

C. Required containment C.1 Perform SR 3.4.15.1. Once per 8 hours
FCU condensate flow
rate monitor inoperable. OR

C.2
- NOTE -

Not required until 12 hours
after establishment of
steady state operation.

Perform SR 3.4.13.1. Once per 24 hours

D. Required containment D.1 Restore required 30 days
atmosphere radioactivity containment atmosphere
monitor inoperable. radioactivity monitor to

OPERABLE status.
AND

OR
Required containment
FCU condensate flow D.2 Restore required 30 days
rate monitor inoperable. containment air cooler

condensate flow rate
monitor to OPERABLE
status.
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RCS Leakage Detection Instrumentation
3.4.15

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

E. Required Action and E.1 Be in MODE 3. 6 hours
associated Completion
Time of Condition A, B, AND
C or D not met.

E.2 Be in MODE 5. 36 hours

F. All required monitors F.1 Enter LCO 3.0.3. Immediately
inoperable.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.4.15.1 Perform CHANNEL CHECK of the required 12 hours
containment atmosphere radioactivity monitor.

SR 3.4.15.2 Perform CHANNEL CHECK of the required sump 12 hours
monitor.

SR 3.4.15.3 Perform CHANNEL CHECK of the required 12 hours
containment fan cooler condensate flow rate
monitor.

SR 3.4.15.4 Perform COT of the required sump discharge flow 31 days
monitor.

SR 3.4.15.5 Perform COT of the required containment 31 days
atmosphere radioactivity monitor.

SR 3.4.15.6 Perform CHANNEL CALIBRATION of the required 24 months
containment sump monitor.

SR 3.4.15.7 Perform CHANNEL CALIBRATION of the required 24 months
containment atmosphere radioactivity monitor.

SR 3.4.15.8 Perform CHANNEL CALIBRATION of the required 24 months
containment FCU condensate flow rate monitor.
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RCS Specific Activity
3.4.16

3.4 REACTOR COOLANT SYSTEM (RCS)

3.4.16 RCS Specific Activity

LCO 3.4.16

APPLICABILITY:

The specific activity of the reactor coolant shall be within limits.

MODES 1 and 2,
MODE 3 with RCS average temperature (T.,g) 2 5000F.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. DOSE EQUIVALENT - NOTE -
1-131 > 1.0 MCi/gm. LCO 3.0.4.c is applicable.

A.1 Verify DOSE Once per 4 hours
EQUIVALENT 1-131 is
< 60.0 uCi/gm.

AND

A.2 Restore DOSE 48 hours
EQUIVALENT 1-131 to
within limit.

B. Gross specific activity of B.1 Be in MODE 3 with 6 hours
the reactor coolant not Tavg < 5000F.
within limit.

C. Required Action and C.1 Be in MODE 3 with 6 hours
associated Completion Tavg < 5000F.
Time of Condition A not
met.

OR

DOSE EQUIVALENT
1-131 > 60.0 PCi/gm.
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RCS Specific Activity
3.4.16

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.4.16.1 Verify reactor coolant gross specific activity 7 days
(excluding tritium) 60/E yCi/gm.

SR 3.4.16.2
-NOTE-

Only required to be performed in MODE 1.

Verify reactor coolant DOSE EQUIVALENT 1-131 14 days
specific activity • 1.0 yCi/gm.

AND

Between 2 and
6 hours after a
THERMAL
POWER change
of 15% RTP
within a 1 hour
period

SR 3.4.16.3
-NOTE-

Not required to be performed until 31 days after a
minimum of 2 effective full power days and 20 days
of MODE 1 operation have elapsed since the reactor
was last subcritical for 2 48 hours.

Determine E from a sample taken in MODE 1 after a 184 days
minimum of 2 effective full power days and 20 days
of MODE 1 operation have elapsed since the reactor
was last subcritical for 2 48 hours.
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Accumulators
3.5.1

3.5 EMERGENCY CORE COOLING SYSTEMS (ECCS)

3.5.1 Accumulators

LCO 3.5.1

APPLICABILITY:

Four ECCS accumulators shall be OPERABLE.

MODES 1 and 2,
MODE 3 with RCS pressure > 1000 psig.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One accumulator A.1 Restore boron 72 hours
inoperable due to boron concentration to within
concentration not within limits.
limits.

B. One accumulator B.1 Restore accumulator to 24 hours
inoperable for reasons OPERABLE status.
other than Condition A.

C. Required Action and C.1 Be in MODE 3. 6 hours
associated Completion
Time of Condition A or B AND
not met.

C.2 Reduce RCS pressure to 12 hours
< 1000 psig.

D. Two or more D.1 Enter LCO 3.0.3. Immediately
accumulators
inoperable.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.5.1.1 Verify each accumulator isolation valve is fully open. 12 hours
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Accumulators
3.5.1

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY

SR 3.5.1.2 Verify borated water volume in each accumulator is 12 hours
2 723 cubic feet and s 875 cubic feet.

SR 3.5.1.3 Verify nitrogen cover pressure in each accumulator 12 hours
is 2 598 psig and s 685 psig.

SR 3.5.1.4 Verify boron concentration in each accumulator is 31 days
2 2000 ppm and • 2500 ppm.

SR 3.5.1.5 Verify power is removed from each accumulator 31 days
isolation valve operator when RCS pressure is
2 2000 psig.
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ECCS - Operating
3.5.2

3.5 EMERGENCY CORE COOLING SYSTEMS (ECCS)

3.5.2 ECCS - Operating

LCO 3.5.2 Three ECCS trains shall be OPERABLE.

- NOTE -
In MODE 3, both HHSI pump flow paths may be isolated by closing the
isolation valves for up to 2 hours to perform pressure isolation valve
testing per SR 3.4.14.1.

APPLICABILITY: MODES 1, 2, and 3.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One or more trains A.1 Restore train(s) to 72 hours
inoperable. OPERABLE status.

B. Required Action and B.1 Be in MODE 3. 6 hours
associated Completion
Time not met. AND

B.2 Be in MODE 4. 12 hours

C. Less than 100% of the C.1 Enter LCO 3.0.3. Immediately
ECCS flow equivalent to
two HHSI pumps, one
RHR pump, and one
containment recirculation
pump available.
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ECCS - Operating
3.5.2

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.5.2.1 Verify the following valves are in the listed position
with power to the valve operator removed.

7 days

Number

842

843

856A

856C

856D

856E

856B

856F

1810

882

744

Position

Open

Open

Open

Open

Open

Open

Function

SI Test Line Stop

SI Test Line Stop

HH Branch Line Stop
Valve 21 Loop Cold Leg

HH Branch Line Stop
Valve 24 Loop Cold Leg

HH Branch Line Stop
Valve 22 Loop Cold Leg

HH Branch Line Stop
Valve 23 Loop Cold Leg

Closed HH Branch Line Stop
Valve 23 Loop Hot Leg

Closed HH Branch Line Stop
Valve 21 Loop Hot Leg

Open

Open

Open

Common RWST Suction
Isolation for HHSI Pumps

Common Suction Isolation
for RHR Pumps

Common discharge
isolation for RHR pumps

SR 3.5.2.2 Verify each ECCS manual, power operated, and 31 days
automatic valve in the flow path, that is not locked,
sealed, or otherwise secured in position, is in the
correct position.

SR 3.5.2.3 Verify each ECCS pump's developed head at the In accordance
test flow point is greater than or equal to the required with the Inservice
developed head. Testing Program

SR 3.5.2.4 Verify each ECCS automatic valve in the flow path 24 months
that is not locked, sealed, or otherwise secured in
position, actuates to the correct position on an actual
or simulated actuation signal.
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ECCS - Operating
3.5.2

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY

SR 3.5.2.5 Verify each ECCS pump starts automatically on an 24 months
actual or simulated actuation signal.

SR 3.5.2.6 Verify, for each ECCS throttle valve listed below, 24 months
each position stop is in the correct position.

Valve Number
856 A
856 C
856 D
856 E

SR 3.5.2.7 Verify, by visual inspection, each ECCS containment 24 months
sump and recirculation sump is not restricted by
debris and the suction inlet screens show no
evidence of structural distress or abnormal corrosion.
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ECCS - Shutdown
3.5.3

3.5 EMERGENCY CORE COOLING SYSTEMS (ECCS)

3.5.3 ECCS - Shutdown

LCO 3.5.3 Two ECCS High Head Safety Injection (HHSI) subsystems and one
ECCS Residual Heat Removal (RHR) subsystem shall be OPERABLE.

- NOTE -
An RHR subsystem may be considered OPERABLE during alignment and
operation for decay heat removal if capable of being manually realigned
to the ECCS mode of operation.

APPLICABILITY: MODE 4.

ACTIONS
- NOTE -

LCO 3.0.4.b is not applicable to ECCS High Head Safety Injection subsystems.

CONDITION REQUIRED ACTION COMPLETION TIME

A. Required ECCS RHR A.1 Initiate action to restore Immediately
subsystem inoperable. required ECCS RHR

subsystem to OPERABLE
status.

B. One required ECCS B.1 Restore required ECCS 48 hours
HHSI subsystem HHSI subsystem to
inoperable. OPERABLE status.

C. Two required ECCS C.1 Restore one required 1 hour
HHSI subsystems ECCS HHSI subsystem to
inoperable. OPERABLE status.

D. Required Action and D.1 Be in MODE 5. 24 hours
associated Completion
Time of Condition B or C
not met.
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ECCS - Shutdown
3.5.3

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.5.3.1 The following SRs are applicable for all equipment In accordance with
required to be OPERABLE: applicable SRs

SR 3.5.2.1 SR 3.5.2.6
SR 3.5.2.3 SR 3.5.2.7
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RWST
3.5.4

3.5 EMERGENCY CORE COOLING SYSTEMS (ECCS)

3.5.4 Refueling Water Storage Tank (RWST)

LCO 3.5.4

APPLICABILITY:

The RWST shall be OPERABLE.

MODES 1, 2, 3, and 4.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. RWST boron A.1 Restore RWST to 8 hours
concentration not within OPERABLE status.
limits.

OR

RWST borated water
temperature not within
limits.

B. One of the two required B.1 Restore RWST level low 7 days
channels of the RWST low alarm to OPERABLE
level low low alarm status.
inoperable.

C. RWST inoperable for C.1 Restore RWST to 1 hour
reasons other than OPERABLE status.
Condition A or B.

D. Required Action and D.1 Be in MODE 3. 6 hours
associated Completion
Time not met. AND

D.2 Be in MODE 5. 36 hours
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RWST
3.5.4

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.5.4.1 Verify RWST borated water temperature is 2 401F 24 hours
and • 1001F.

SR 3.5.4.2 Verify RWST borated water volume is 2 345,000 7 days
gallons.

SR 3.5.4.3 Verify RWST boron concentration is 2 2000 ppm and 31 days
s 2500 ppm.

SR 3.5.4.4 Calibrate RWST level low low alarms to ensure the 92 days
alarm setpoint is 2 74,200 gallons and < 99,000
gallons.
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Containment
3.6.1

3.6 CONTAINMENT SYSTEMS

3.6.1 Containment

LCO 3.6.1

APPLICABILITY:

Containment shall be OPERABLE.

MODES 1, 2, 3, and 4.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. Containment inoperable. A.1 Restore containment to 4 hours
OPERABLE status.

B. Required Action and B.1 Be in MODE 3. 6 hours
associated Completion
Time not met. AND

B.2 Be in MODE 5. 36 hours

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.6.1.1 Perform required visual examinations and leakage In accordance with
rate testing except for containment air lock testing, in the Containment
accordance with the Containment Leakage Rate Leakage Rate
Testing Program. Testing Program
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Containment Air Locks
3.6.2

3.6 CONTAINMENT SYSTEMS

3.6.2 Containment Air Locks

LCO 3.6.2

APPLICABILITY:

Two containment air locks shall be OPERABLE.

MODES 1, 2, 3, and 4.

ACTIONS

1. Entry and exit is permissible to perform repairs on the affected air lock components.

2. Separate Condition entry is allowed for each air lock.

3. Enter applicable Conditions and Required Actions of LCO 3.6.1, "Containment," when air
lock leakage results in exceeding the overall containment leakage rate.

4. Enter applicable Conditions and Required Actions of LCO 3.6.10, "Weld Channel and
Penetration Pressurization System (WC&PPS)," when required WC&PPS supply to an air
lock is inoperable. _______ __ ______

CONDITION REQUIRED ACTION COMPLETION TIME

A. One or more - NOTES -
containment air locks 1. Required Actions A.1,
with one containment air A.2, and A.3 are not
lock door inoperable. applicable if both doors

in the same air lock are
inoperable and
Condition C is entered.

2. Entry and exit is
permissible for 7 days
under administrative
controls if both air
locks are inoperable.

A.1 Verify the OPERABLE 4 hours
door is closed in the
affected air lock.

AND
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Containment Air Locks
3.6.2

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

A.2 Lock the OPERABLE door 24 hours
closed in the affected air
lock.

AND

A.3
- NOTE -

Air lock doors in high
radiation areas may be
verified locked closed by
administrative-means.

Verify the OPERABLE Once per 31 days
door is locked closed in
the affected air lock.

B. One or more - NOTES -
containment air locks 1. Required Actions B.1,
with containment air lock B.2, and B.3 are not
interlock mechanism applicable if both doors
inoperable. in the same air lock are

inoperable and
Condition C is entered.

2. Entry and exit of
containment is
permissible under the
control of a dedicated
individual.

B.1 Verify an OPERABLE door 4 hours
is closed in the affected air
lock.

AND

B.2 Lock an OPERABLE door 24 hours
closed in the affected air
lock.

AND
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Containment Air Locks
3.6.2

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

B.3
- NOTE -

Air lock doors in high
radiation areas may be
verified locked closed by
administrative means.

Verify an OPERABLE door Once per 31 days
is locked closed in the
affected air lock.

C. One or more C.1 Initiate action to evaluate Immediately
containment air locks overall containment
inoperable for reasons leakage rate per
other than Condition A LCO 3.6.1.
or B.

AND

C.2 Verify a door is closed in 4 hours
the affected air lock.

AND

C.3 Restore air lock to 24 hours
OPERABLE status.

D. Required Action and D.1 Be in MODE 3. 6 hours
associated Completion
Time not met. AND

D.2 Be in MODE 5. 36 hours
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Containment Air Locks
3.6.2

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY
4-

SR 3.6.2.1
- NOTES -

1. An inoperable air lock door does not invalidate
the previous successful performance of the
overall air lock leakage test.

2. Results shall be evaluated against acceptance
criteria applicable to SR 3.6.1.1.

Perform required air lock leakage rate testing in
accordance with the Containment Leakage Rate
Testing Program.

In accordance with
the Containment
Leakage Rate
Testing Program

SR 3.6.2.2 Verify only one door in the air lock can be opened at 24 months
a time.

INDIAN POINT 2 3.6.2 - 4 Amendment No. 238



Containment Isolation Valves
3.6.3

3.6 CONTAINMENT SYSTEMS

3.6.3 Containment Isolation Valves

LCO 3.6.3

APPLICABILITY:

Each containment isolation valve shall be OPERABLE.

MODES 1, 2,3, and 4.

ACTIONS

- NOTES -
1. Penetration flow path(s), except for 36 inch purge valve flow paths with inoperable

automatic isolation capability, may be unisolated intermittently under administrative
controls.

2. Separate Condition entry is allowed for each penetration flow path.

3. Enter applicable Conditions and Required Actions for systems made inoperable by
containment isolation valves.

4. Enter applicable Conditions and Required Actions of LCO 3.6.1, "Containment," when
isolation valve leakage results in exceeding the overall containment leakage rate
acceptance criteria.

5. Enter applicable Conditions and Required Actions of LCO 3.6.9, "Isolation Valve Seal
Water (VSW) System," when required IVSW supply to a penetration flowpath is
inoperable.

6. Enter applicable Conditions and Required Actions of LCO 3.6.10, "Weld Channel and
Penetration Pressurization System (WC&PPS)," when required WC&PPS supply to a
penetration flowpath is inoperable.__
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Containment Isolation Valves
3.6.3

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

A.
- NOTE -

Only applicable to
penetration flow paths
with two or more
containment isolation
valves.

A.1 Isolate the affected
penetration flow path by
use of at least one closed
and de-activated automatic
valve, closed manual
valve, blind flange, or
check valve with flow
through the valve secured.

One or more penetration
flow paths with one
containment isolation
valve inoperable for
reasons other than
Condition D.

AND

A.2
- NOTES -

1 . Isolation devices in
high radiation areas
may be verified by
use of administrative
means.

2. Isolation devices that
are locked, sealed, or
otherwise secured
may be verified by
use of administrative
means.

4 hours

Once per 31 days for
isolation devices
outside containment

AND

Prior to entering
MODE 4 from
MODE 5 if not
performed within the
previous 92 days for
isolation devices
inside containment

Verify the affected
penetration flow path is
isolated.
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Containment Isolation Valves
3.6.3

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

B. B.1 Isolate the affected 4 hours
- NOTE - penetration flow path by

Only applicable to use of at least one closed
penetration flow paths and de-activated automatic
with two or more valve, closed manual
containment isolation valve, or blind flange.
valves.

One or more penetration
flow paths with two or
more containment
isolation valves
inoperable for reasons
other than Condition D.

C. C.1 Isolate the affected 72 hours
- NOTE - penetration flow path by

Only applicable to use of at least one closed
penetration flow paths and de-activated automatic
with only one valve, closed manual
containment isolation valve, or blind flange.
valve and a closed
system. AND

One or more penetration C.2
flow paths with one - NOTES -
containment isolation 1. Isolation devices in
valve inoperable. high radiation areas

may be verified by
use of administrative
means.

2. Isolation devices that
are locked, sealed, or
otherwise secured
may be verified by
use of administrative
means.

Verify the affected Once per 31 days
penetration flow path is
isolated.
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Containment Isolation Valves
3.6.3

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

D. Containment D.1 Restore leakage within 72 hours
hydrostatically tested limit.
valve leakage not within
limit.

E. Required Action and E.1 Be in MODE 3. 6 hours
associated Completion
Time not met. AND

E.2 Be in MODE 5. 36 hours

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.6.3.1 Verify each 36 inch containment purge valve is 31 days
closed, except when these valves are open for
pressure control, ALARA or air quality considerations
for personnel entry or for Surveillances that require
the valves to be open.

SR 3.6.3.2 Verify each 10 inch containment pressure relief valve 31 days
is closed, except when the 10 inch containment
pressure relief valves are open for pressure control,
ALARA or air quality considerations for personnel
entry, or for Surveillances that require the valves to
be open.

SR 3.6.3.3
-NOTE-

Valves and blind flanges in high radiation areas may
be verified by use of administrative controls.

Verify each containment isolation manual valve and 31 days
blind flange that is located outside containment and
not locked, sealed, or otherwise secured and
required to be closed during accident conditions is
closed, except for containment isolation valves that
are open under administrative controls.
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Containment Isolation Valves
3.6.3

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY

SR 3.6.3.4
- NOTE -

Valves and blind flanges in high radiation areas may
be verified by use of administrative means.

Verify each containment isolation manual valve and
blind flange that is located inside containment and
not locked, sealed, or otherwise secured and
required to be closed during accident conditions is
closed, except for containment isolation valves that
are open under administrative controls.

Prior to entering
MODE 4 from
MODE 5 if not
performed within
the previous
92 days

SR 3.6.3.5 Verify the isolation time of each automatic power In accordance with
operated containment isolation valve is within limits. the Inservice

Testing Program

SR 3.6.3.6 Verify each automatic containment isolation valve 24 months
that is not locked, sealed or otherwise secured in
position, actuates to the isolation position on an
actual or simulated actuation signal.

SR 3.6.3.7 Verify each containment purge supply and exhaust 24 months
isolation valve and the containment pressure relief
line isolation valve is blocked to restrict the valve
from opening > 60 degrees.

SR 3.6.3.8 Verify leakage rate into containment from isolation In accordance with
valves sealed with the service water system is within the Containment
limits. Leakage Rate

Testing Program
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Containment Pressure
3.6.4

3.6 CONTAINMENT SYSTEMS

3.6.4 Containment Pressure

LCO 3.6.4

APPLICABILITY:

Containment pressure shall be 2 -2.0 psig and < +2.0 psig.

MODES 1, 2, 3, and 4.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. Containment pressure A.1 Restore containment 1 hour
not within limits. pressure to within limits.

B. Required Action and B.1 Be in MODE 3. 6 hours
associated Completion
Time not met. AND

B.2 Be in MODE 5. 36 hours

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.6.4.1 Verify containment pressure is within limits. 12 hours
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Containment Air Temperature
3.6.5

3.6 CONTAINMENT SYSTEMS

3.6.5 Containment Air Temperature

LCO 3.6.5

APPLICABILITY:

Containment average air temperature shall be > 500F and • 1 300F.

MODES 1, 2, 3, and 4.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. Containment average air A.1 Restore containment 8 hours
temperature not within average air temperature to
limits. within limits.

B. Required Action and B.1 Be in MODE 3. 6 hours
associated Completion
Time not met. AND

B.2 Be in MODE 5. 36 hours

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.6.5.1 Verify containment average air temperature is within 24 hours
limits.
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Containment Spray System and Containment Fan Cooler Unit (FCU) System
3.6.6

3.6 CONTAINMENT SYSTEMS

3.6.6 Containment Spray System and Containment Fan Cooler Unit (FCU) System

LCO 3.6.6

APPLICABILITY:

Two trains of containment spray and three trains of FCUs shall be
OPERABLE.

MODES 1, 2, 3, and 4.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One containment spray A.1 Restore containment spray 72 hours
train inoperable. train to OPERABLE status.

AND

10 days from
discovery of failure to
meet the LCO

B. Required Action and B.1 Be in MODE 3. 6 hours
associated Completion
Time of Condition A not AND
met.

B.2 Be in MODE 5. 84 hours

C. One containment FCU C.1 Restore containment FCU 7 days
train inoperable. train to OPERABLE status.

AND

10 days from
discovery of failure to
meet the LCO

D. Two containment FCU D.1 Restore one containment 72 hours
trains inoperable. FCU train to OPERABLE

status.
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Containment Spray System and Containment Fan Cooler Unit (FCU) System
3.6.6

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

E. Required Action and E.1 Be in MODE 3. 6 hours
associated Completion
Time of Condition C or D AND
not met.

E.2 Be in MODE 5. 36 hours

F. Two containment spray F.1 Enter LCO 3.0.3. Immediately
trains inoperable.

OR

Any combination of
three or more trains
inoperable.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.6.6.1 Verify each containment spray manual, power 31 days
operated, and automatic valve in the flow path that is
not locked, sealed, or otherwise secured in position
is in the correct position.

SR 3.6.6.2 Operate each containment FCU fan unit for 31 days
2 15 minutes.

SR 3.6.6.3 Verify each containment FCU cooling water flow rate 92 days
is 2 1600 gpm.

SR 3.6.6.4 Verify each containment spray pump's developed In accordance with
head at the flow test point is greater than or equal to the Inservice
the required developed head. Testing Program
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Containment Spray System and Containment Fan Cooler Unit (FCU) System
3.6.6

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY

SR 3.6.6.5 -

-NOTE-
SR 3.6.6.5 shall include valves 869A and 869B.

Verify each automatic containment spray valve in the 24 months
flow path that is not locked, sealed, or otherwise
secured in position, actuates to the correct position
on an actual or simulated actuation signal.

SR 3.6.6.6 Verify each containment spray pump starts 24 months
automatically on an actual or simulated actuation
signal.

SR 3.6.6.7 Verify each containment FCU starts automatically on 24 months
an actual or simulated actuation signal.

SR 3.6.6.8 Verify each spray nozzle is unobstructed. 10 years

SR 3.6.6.9 Verify air flow rate at ambient conditions is 24 months
2 64,500 cfm for each FCU.
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Recirculation pH Control System
3.6.7

3.6 CONTAINMENT SYSTEMS

3.6.7 Recirculation pH Control System

LCO 3.6.7

APPLICABILITY:

The Recirculation pH Control System shall be OPERABLE.

MODES 1, 2, 3, and 4.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. Recirculation pH Control A.1 Restore Recirculation pH 72 hours
System inoperable. Control System to

OPERABLE status.

B. Required Action and B.1 Be in MODE 3. 6 hours
associated Completion
Time not met. AND

B.2 Be in MODE 5. 84 hours

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.6.7.1 Perform a visual inspection of the four trisodium 24 months
phosphate storage baskets to verify each of the
following:

a. Each storage basket is in place and intact; and,

b. Collectively contain 2 8000 pounds (148 cubic
feet) of trisodium phosphate (w/12 hydrates), or
equivalent.
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Hydrogen Recombiners
3.6.8

3.6 CONTAINMENT SYSTEMS

3.6.8 Hydrogen Recombiners

LCO 3.6.8

APPLICABILITY:

Two hydrogen recombiners shall be OPERABLE.

MODES 1 and 2.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One hydrogen A.1 Restore hydrogen 30 days
recombiner inoperable. recombiner to OPERABLE

status.

B. Two hydrogen B.1 Verify by administrative 1 hour
recombiners inoperable. means that the Post

Accident Containment AND
Venting System function is
maintained. Once per 12 hours

thereafter

AND

B.2 Restore one hydrogen 7 days
recombiner to OPERABLE
status.

C. Required Action and C.1 Be in MODE 3. 6 hours
associated Completion
Time not met.
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Hydrogen Recombiners
3.6.8

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.6.8.1 Verify by visual inspection that each hydrogen 24 months
recombiner has no significant fouling by foreign
materials.

SR 3.6.8.2 Verify the required response of a sample plate from 18 months
each hydrogen recombiner to a test mixture of
hydrogen gas.
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Isolation Valve Seal Water System
3.6.9

3.6 CONTAINMENT SYSTEMS

3.6.9 Isolation Valve Seal Water (IVSW) System

LCO 3.6.9

APPLICABILITY:

The IVSW System shall be OPERABLE.

MODES 1, 2, 3, and 4.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One IVSW header A.1 Restore IVSW system to 7 days
inoperable. OPERABLE status.

OR

One IVSW automatic
actuation valve
inoperable in one or
both headers.

B. IVSW system B.1 Restore IVSW System to 24 hours
inoperable for OPERABLE Status.
reasons other than
Condition A.

C. Required Action and C.1 Be in MODE 3. 6 hours
associated
Completion Time not AND
met.

C.2 Be in MODE 5. 36 hours
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Isolation Valve Seal Water System
3.6.9

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.6.9.1 Verify IVSW tank pressure is 2 52 psig. 24 hours

SR 3.6.9.2 Verify IVSW nitrogen supply bank is pressurized 24 hours
with:

a. one cylinder with pressure Ž 1016 psig; or

b. ten cylinders with pressure 2 250 psig.

SR 3.6.9.3 Verify the IVSW tank water volume is 2 144 gallons. 24 hours

SR 3.6.9.4 Verify the opening time of each solenoid operated 24 months
header injection valve is within limits.

SR 3.6.9.5 Verify each automatic valve in the IVSW System 24 months
actuates to the correct position on an actual or
simulated actuation signal.

SR 3.6.9.6 Verify the leakage rate of water from the Isolation In accordance with
Valve Seal Water System in accordance with the the Containment
Containment Leakage Rate Testing Program. Leakage Rate

Testing Program
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WC&PPS
3.6.10

3.6 CONTAINMENT SYSTEMS

3.6.10 Weld Channel and Penetration Pressurization System (WC&PPS)

LCO 3.6.10

APPLICABILITY:

Weld Channel and Penetration Pressurization System shall be
OPERABLE.

MODES 1, 2, 3, and 4.

ACTIONS

- NOTES -
1. Separate Condition entry is allowed for each component supplied by WC&PPS.

2. Enter applicable Conditions and Required Actions of LCO 3.6.1, "Containment," when the
overall containment leakage rate acceptance criteria is exceeded.

CONDITION REQUIRED ACTION COMPLETION TIME

A. One or more A.1 Isolate the WC&PPS 4 hours
components supplied by supply to the affected
WC&PPS not within the components by use of at
pressure limit of least one closed and
SR 3.6.10.1. de-activated automatic

valve, closed manual
valve, blind flange, or
check valve with flow
through the valve secured.

AND
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WC&PPS
3.6.10

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

A.2
- NOTE -

Isolation devices in high
radiation areas may be
verified by use of
administrative means.

Verify the WC&PPS supply Once per 31 days for
to the affected component isolation devices
is isolated. outside containment

not locked, sealed or
otherwise secured

AND

Prior to entering
MODE 4 from
MODE 5 if not
performed within the
previous 92 days for
isolation devices
inside containment

B. WC&PPS air B.1 Enter applicable 1 hour from discovery
consumption not within Conditions and Required that the WC&PPS air
the limits of SR 3.6.10.2 Actions of LCO 3.6.3, consumption leakage
or SR 3.6.10.3. "Containment Isolation path is depressurized

Valves." and not isolated from
the supported
containment isolation
valves

AND

B.2 Enter applicable 1 hour from discovery
Conditions and Required that the WC&PPS air
Actions of LCO 3.6.2, consumption leakage
"Containment Air Locks." path is depressurized

and not isolated from
the supported air lock

AND
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WC&PPS
3.6.10

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

B.3 _
- NOTE -

Enter condition A for
components not within the
pressure limit of
SR 3.6.10.1.

Isolate portions of 7 days
WC&PPS to restore air
consumption to within
limits of SR 3.6.10.2.

C. Required Action and C.1 Be in MODE 3. 6 hours
associated Completion
Time not met. AND

C.2 Be in MODE 5. 36 hours

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.6.10.1 Verify all required portions of each WC&PPS zone 31 days
are pressurized to 2 47 psig.

SR 3.6.10.2 Verify the total WC&PPS uncorrected air 31 days
consumption is • 0.2% of the containment free
volume per day.

SR 3.6.10.3 Verify the leakage rate for the WC&PPS is • 0.2% of 24 months
the containment free volume per day when
pressurized to > 52 psi above containment pressure.
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MSSVs
3.7.1

3.7 PLANT SYSTEMS

3.7.1 Main Steam Safety Valves (MSSVs)

LCO 3.7.1

APPLICABILITY:

Five MSSVs per steam generator shall be OPERABLE.

MODES 1, 2, and 3.

ACTIONS _ _ _______ _ ____ _

- NOTE -
Separate Condition entry is allowed for each MSSV.

CONDITION REQUIRED ACTION COMPLETION TIME

A. One or more steam A.1 Reduce THERMAL 4 hours
generators with one POWER to < 59% RTP.
MSSV inoperable.

B. One or more steam B.1 Reduce THERMAL 4 hours
generators with two or POWER to less than or
three MSSVs equal to the Maximum
inoperable. Allowable % RTP specified

in Table 3.7.1-1 for the
number of OPERABLE
MSSVs.

AND

- NOTE -
Only required in MODE 1.

B.2 Reduce the Power Range 36 hours
Neutron Flux - High
reactor trip setpoint to less
than or equal to the
Maximum Allowable %
RTP specified in
Table 3.7.1-1 for the
number of OPERABLE
MSSVs.
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MSSVs
3.7.1

ACTIONS ( ontinued)

CONDITION REQUIRED ACTION COMPLETION TIME

C. Required Action and C.1 Be in MODE 3. 6 hours
associated Completion
Time not met. AND

OR C.2 Be in MODE 4. 12 hours

One or more steam
generators with > 4
MSSVs inoperable.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.7.1.1
-NOTE-

Only required to be performed in MODES 1 and 2.

Verify each required MSSV lift setpoint per In accordance with
Table 3.7.1-2 in accordance with the Inservice the Inservice
Testing Program. Following testing, lift setting shall Testing Program
be within ±1%.
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MSSVs
3.7.1

Table 3.7.1-1 (page 1 of 1)
OPERABLE Main Steam Safety Valves versus

Maximum Allowable Power

NUMBER OF OPERABLE
MSSVs PER STEAM

GENERATOR

MAXIMUM ALLOWABLE
POWER (% RTP)

4 59

3 40

2 21
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MSSVs
3.7.1

Table 3.7.1-2 (page 1 of 1)
Main Steam Safety Valve Lift Settings

VALVE NUMBER
LIFT SETTING

STEAM GENERATOR (psig ± 3%)

#21 #22 #23 #24

MS-45A MS-45B MS-45C MS-45D 1065

MS-46A MS-46B MS-46C MS-46D 1080

MS-47A MS-47B MS-47C MS-47D 1095

MS-48A MS-48B MS-48C MS-48D 1110

MS-49A MS-49B MS-49C MS-49D 1120
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MSIVs and MSCVs
3.7.2

3.7 PLANT SYSTEMS

3.7.2 Main Steam Isolation Valves (MSIVs) and Main Steam Check Valves (MSCVs)

LCO 3.7.2

APPLICABILITY:

Four MSIVs and four MSCVs shall be OPERABLE.

MODE 1,
MODES 2 and 3 except when all MSIVs are closed.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One or more MSCVs A.1 Restore MSCVs to 72 hours
inoperable. OPERABLE status.

B. Required Action and B.1 Be in MODE 2. 6 hours
associated Completion
Time of Condition A not AND
met.

B.2 Close all MSIVs. 14 hours

C. One MSIV inoperable in C.1 Restore MSIV to 72 hours
MODE 1. OPERABLE status.

D. Required Action and D.1 Be in MODE 2. 6 hours
associated Completion
Time of Condition C not
met.

E. E.1 Close MSIV. 8 hours
- NOTE -

Separate Condition AND
entry is allowed for each
MSIV. E.2 Verify MSIV is closed. Once per 7 days

One or more MSIVs
inoperable in MODE 2
or3.
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MSIVs and MSCVs
3.7.2

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

F. One MSIV inoperable. F.1 Restore all MSCVs to 1 hour
OPERABLE status.

AND
OR

One or more MSCVs
inoperable. F.2 Restore all MSIVs to 1 hour

OPERABLE status.

G. Required Action and G.1 Be in MODE 3. 6 hours
associated Completion
Time of Condition B, E AND
or F not met.

G.2 Be in MODE 4. 12 hours

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.7.2.1
-NOTE-

Only required to be performed in MODES 1 and 2.

Verify the isolation time of each MSIV is In accordance with
< 5.0 seconds. the Inservice

Testing Program

SR 3.7.2.2
-NOTE-

Only required to be performed in MODES 1 and 2.

Verify each MSIV actuates to the isolation position 24 months
on an actual or simulated actuation signal.

SR 3.7.2.3 Perform inspection of each MSCV. In accordance with
the Inservice
Testing Program
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Main Feedwater Isolation
3.7.3

3.7 PLANT SYSTEMS

3.7.3 Main Feedwater Isolation

LCO 3.7.3 Four Main Feedwater Regulating Valves (MFRVs) and four Low Flow
Main Feedwater Bypass Valves (Lo Flow FBVs) shall be OPERABLE;
and

Two Main Boiler Feedwater Pump (MBFP) discharge valves and the trip
function for each MBFP shall be OPERABLE.

APPLICABILITY: MODES 1, 2, and 3 except when the flowpath is isolated by a closed and
deactivated automatic valve or a closed manual valve.

ACTIONS

- NOTE -
Separate Condition entry is allowed for each valve.

CONDITION REQUIRED ACTION COMPLETION TIME

A. One or more MFRVs A.1 Close or isolate MFRV. 72 hours
inoperable.

AND

A.2 Verify MFRV is closed or Once per 7 days
isolated.

B. One or more Lo Flow B.1 Close or isolate Lo Flow 72 hours
FBVs inoperable. FBV.

AND

B.2 Verify Lo Flow FBV is Once per 7 days
closed or isolated.
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Main Feedwater Isolation
3.7.3

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

C. One or both MBFP C.1 Close or isolate MBFP 72 hours
discharge valves discharge valve.
inoperable.

AND

C.2 Verify MBFP discharge Once per 7 days
valve is closed or isolated.

D. One or both MBFP trips D.1 Restore MBFP trip to 72 hours
inoperable. OPERABLE status.

OR

D.2 Trip associated MBFP. 72 hours

E. Loss of main feedwater E.1 Isolate affected flow paths. 8 hours
isolation safety function
in one or more flow
paths.

F. Required Action and F.1 Be in MODE 3. 6 hours
associated Completion
Time not met. AND

F.2 Be in MODE 4. 12 hours

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.7.3.1 Verify the isolation time of each MFRV and Lo Flow In accordance with
FBV is within the limits assumed in the accident the Inservice
analysis. Testing Program
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Main Feedwater Isolation
3.7.3

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY

SR 3.7.3.2 Verify the isolation time of each MBFP discharge In accordance with
valve and the MBFP trip actuation is within the limits the Inservice
assumed in the accident analysis. Testing Program

SR 3.7.3.3 Verify actuation to the isolation position and pump 24 months
trip on an actual or simulated actuation signal for
each of the following: four MFRVs, four Lo Flow
FBVs, two MBFP discharge valves, and two MBFP
trips.
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ADVs
3.7.4

3.7 PLANT SYSTEMS

3.7.4 Atmospheric Dump Valves (ADVs)

LCO 3.7.4

APPLICABILITY:

Four ADV lines shall be OPERABLE.

MODES 1, 2, and 3,
MODE 4 when steam generator is relied upon for heat removal.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One required ADV line A.1 Restore required 7 days
inoperable. ADV line to OPERABLE

status.

B. Two or more required B.1 Restore all but one ADV 24 hours
ADV lines inoperable. line to OPERABLE status.

C. Required Action and C.1 Be in MODE 3. 6 hours
associated Completion
Time not met. AND

C.2 Be in MODE 4 without 24 hours
reliance upon steam
generator for heat
removal.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.7.4.1 Verify one complete cycle of each ADV. 24 months

SR 3.7.4.2 Verify one complete cycle of each ADV block valve. 24 months
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AFW System
3.7.5

3.7 PLANT SYSTEMS

3.7.5 Auxiliary Feedwater (AFVW) System

LCO 3.7.5 Three AFW trains shall be OPERABLE.

- NOTE -
Only one AFW train, which includes a motor driven pump capable of
supporting steam generators being relied upon for heat removal, is
required to be OPERABLE in MODE 4. __

APPLICABILITY: MODES 1, 2, and 3,
MODE 4 when steam generator is relied upon for heat removal.

ACTIONS
- NOTE -

LCO 3.0.4.b is not applicable.

CONDITION REQUIRED ACTION COMPLETION TIME

A. One steam supply to A.1 Restore affected 7 days
turbine driven AFW equipment to OPERABLE
pump inoperable. status. AND

OR 10 days from
_ - -------------------- discovery of failure to
- NOTE - meet the LCO

Only applicable if
MODE 2 has not been
entered following
refueling.

One turbine driven AFW
pump inoperable in
MODE 3 following
refueling.
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AFW System
3.7.5

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

B. One AFW train B.1 Restore AFW train to 72 hours
inoperable in MODE 1, 2 OPERABLE status.
or 3 for reasons other AND
than Condition A.

10 days from
discovery of failure to
meet the LCO

C. Required Action and C.1 Be in MODE 3. 6 hours
associated Completion
Time for Condition A AND
or B not met.

C.2 Be in MODE 4. 18 hours
OR

Two AFW trains
inoperable in MODE 1,
2, or 3.

D. Three AFW trains D.1
inoperable in MODE 1, - NOTE -
2, or 3. LCO 3.0.3 and all other

LCO Required Actions
requiring MODE changes
are suspended until
one AFW train is restored
to OPERABLE status.

Initiate action to restore Immediately
one AFW train to
OPERABLE status.

E. Required AFW train E.1 Initiate action to restore Immediately
inoperable in MODE 4. AFW train to OPERABLE

status.
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AFW System
3.7.5

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY
4

SR 3.7.5.1
- NOTE -

AFW train(s) may be considered OPERABLE during
alignment and operation for steam generator level
control, if it is capable of being manually realigned to
the AFW mode of operation.

Verify each AFW manual, power operated, and
automatic valve in each water flow path, and in both
steam supply flow paths to the steam turbine driven
pump, that is not locked, sealed, or otherwise
secured in position, is in the correct position.

31 days

SR 3.7.5.2
- NOTE -

Not required to be performed for the turbine driven
AFW pump until 24 hours after > 600 psig in the
steam generator

Verify the developed head of each AFW pump at the In accordance
flow test point is greater than or equal to the required with the Inservice
developed head. Testing Program

SR 3.7.5.3 --
- NOTES -

1. AFW train(s) may be considered OPERABLE
during alignment and operation for steam
generator level control, if it is capable of being
manually realigned to the AFW mode of
operation.

2. Not required to be met in MODE 4.

Verify each AFW automatic valve that is not locked, 24 months
sealed, or otherwise secured in position, actuates to
the correct position on an actual or simulated
actuation signal.
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AFW System
3.7.5

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY

SR 3.7.5.4
- NOTES -

1. Not required to be performed for the turbine
driven AFW pump until 24 hours after
2 600 psig in the steam generator.

2. AFW train(s) may be considered OPERABLE
during alignment and operation for steam
generator level control, if it is capable of being
manually realigned to the AFW mode of
operation.

_ _ ~ ~ ~ ~ ~ ~ -- - - - - - - - -- - - - - - - - -

Verify each AFW pump starts automatically on an
actual or simulated actuation signal.

24 months
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CST
3.7.6

3.7 PLANT SYSTEMS

3.7.6 Condensate Storage Tank (CST)

LCO 3.7.6

APPLICABILITY:

The CST shall be OPERABLE.

MODES 1, 2, and 3,
MODE 4 when steam generator is relied upon for heat removal.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. CST inoperable. A.1 Verify by administrative 4 hours
means OPERABILITY of
backup water supply. AND

Once per
12 hours thereafter

AND

A.2 Restore CST to 7 days
OPERABLE status.

B. Required Action and B.1 Be in MODE 3. 6 hours
associated Completion
Time not met. AND

B.2 Be in MODE 4, without 24 hours
reliance on steam
generator for heat
removal.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.7.6.1 Verify the CST level is 2 360,000 gal. 12 hours
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CCW System
3.7.7

3.7 PLANT SYSTEMS

3.7.7 Component Cooling Water (CCW) System

LCO 3.7.7

APPLICABILITY:

Two CCW trains shall be OPERABLE.

MODES 1, 2, 3, and 4.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One CCW train A.1
inoperable. - NOTE -

Enter applicable
Conditions and Required
Actions of LCO 3.4.6,
"RCS Loops - MODE 4,"
for residual heat removal
loops made inoperable by
CCW.

Restore CCW train to 72 hours
OPERABLE status.

B. Required Action and B.1 Be in MODE 3. 6 hours
associated Completion
Time of Condition A not AND
met.

B.2 Be in MODE 5. 72 hours
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CCW System
3.7.7

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.7.7.1
- NOTE -

Isolation of CCW flow to individual components does
not render the CCW System inoperable.

Verify each CCW manual, power operated, and
automatic valve in the flow path servicing safety
related equipment, that is not locked, sealed, or
otherwise secured in position, is in the correct
position.

92 days

SR 3.7.7.2 Verify each CCW automatic valve in the flow path that 24 months
is not locked, sealed, or otherwise secured in
position, actuates to the correct position on an actual
or simulated actuation signal.

SR 3.7.7.3 Verify each CCW pump starts automatically on an 24 months
actual or simulated actuation signal.
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SWS
3.7.8

3.7 PLANT SYSTEMS

3.7.8 Service Water System (SWS)

LCO 3.7.8 Three pumps and required flow path for the essential SWS header shall
be OPERABLE; and

Two pumps and required flow path for the non-essential SWS header
shall be OPERABLE.

APPLICABILITY: MODES 1, 2, 3, and 4.

ACTIONS

- NOTE -
If LCO 3.7.8 will be met after the essential and non-essential header are swapped, then LCO 3.0.3
is not applicable for 8 hours while swapping the essential SWS header with the non-essential SWS
header.____________ _______ ____

CONDITION REQUIRED ACTION COMPLETION TIME

A. One required SW pump A.1 Establish 3 OPERABLE 72 hours
on essential header SW pumps on the
inoperable. essential SW header.

B. One required SW pump B.1 Establish 2 OPERABLE 72 hours
on non-essential header SW pumps on the
inoperable. non-essential SW header.

C. One DG ESFAS Service C.1 Restore both DG ESFAS 12 hours
Water valve inoperable. Service Water valves to

OPERABLE status.

D. One FCU ESFAS D.1 Restore both FCU ESFAS 12 hours
Service Water valve Service Water valves to
inoperable. OPERABLE status.
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SWS
3.7.8

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

E. Required Action and E.1 Be in MODE 3. 6 hours
associated Completion
Time of Condition A, B, AND
C or D not met.

E.2 Be in MODE 5. 36 hours

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.7.8.1
-NOTE-

Isolation of SWS flow to individual components does
not render the SWS header inoperable.

Verify each SWS manual, power operated, and 92 days
automatic valve in the flow path servicing safety
related equipment, that is not locked, sealed, or
otherwise secured in position, is in the correct
position.

SR 3.7.8.2 Verify each SWS automatic valve in the flow path that 24 months
is not locked, sealed, or otherwise secured in
position, actuates to the correct position on an actual
or simulated actuation signal.

SR 3.7.8.3 Verify each essential SWS pump starts automatically 24 months
on an actual or simulated actuation signal.
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UHS
3.7.9

3.7 PLANT SYSTEMS

3.7.9 Ultimate Heat Sink (UHS)

LCO 3.7.9

APPLICABILITY:

The UHS shall be OPERABLE.

MODES 1, 2, 3, and 4.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. UHS inoperable. A.1 Be in MODE 3. 7 hours

AND

A.2 Be in MODE 5. 36 hours

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.7.9.1 Verify water temperature of UHS is • 950F. 24 hours
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CRVS
3.7.10

3.7 PLANT SYSTEMS

3.7.10 Control Room Ventilation System (CRVS)

LCO 3.7.10 Two CRVS trains shall be OPERABLE.

- NOTE -
The control room boundary may be opened intermittently under
administrative control.

APPLICABILITY: MODES 1, 2, 3 and 4,
During movement of recently irradiated fuel assemblies.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One CRVS train A.1 Restore CRVS train to 7 days
inoperable. OPERABLE status.

B. Two CRVS trains B.1 Restore CRVS to 72 hours
inoperable. OPERABLE status.

C. Required Action and C.1 Be in MODE 3. 6 hours
associated Completion
Time of Condition A or B AND
not met.

C.2 Be in MODE 5. 36 hours

D. One CRVS train D.1 Place OPERABLE CRVS Immediately
inoperable during train in pressurization
movement of recently mode.
irradiated fuel
assemblies. OR

D.2 Suspend movement of Immediately
recently irradiated fuel
assemblies.
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CRVS
3.7.10

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

E. Two CRVS trains E.1 Suspend movement of Immediately
inoperable during recently irradiated fuel
movement of recently assemblies.
irradiated fuel
assemblies.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.7.10.1 Operate each CRVS train for 2 15 minutes. 31 days

SR 3.7.10.2 Perform required CRVS filter testing in accordance In accordance with
with the Ventilation Filter Testing Program (VFTP). VFTP

SR 3.7.10.3 Verify each CRVS train actuates on an actual or 24 months
simulated actuation signal.

SR 3.7.10.4 Verify one CRVS train can maintain a positive 24 months on a
pressure relative to the adjacent areas during the STAGGERED
pressurization mode of operation at a makeup flow TEST BASIS
rate of 1800 cfm and < 2200 cfm.

INDIAN POINT 2 3.7.10- 2 Amendment No. 238



Spent Fuel Pit Water Level
3.7.11

3.7 PLANT SYSTEMS

3.7.11 Spent Fuel Pit Water Level

LCO 3.7.11

APPLICABILITY:

The Spent Fuel Pit water level shall be 23 ft over the top of irradiated
fuel assemblies seated in the storage racks.

During movement of irradiated fuel assemblies in the Spent Fuel Pit.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. Spent Fuel Pit water A.1
level not within limit. - NOTE -

LCO 3.0.3 is not
applicable.

Suspend movement of Immediately
irradiated fuel assemblies
in the Spent Fuel Pit.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.7.11.1 Verify the Spent Fuel Pit water level is > 23 ft above 7 days
the top of the irradiated fuel assemblies seated in the
storage racks.
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Spent Fuel Pit Boron Concentration
3.7.12

3.7 PLANT SYSTEMS

3.7.12 Spent Fuel Pit Boron Concentration

LCO 3.7.12

APPLICABILITY:

The Spent Fuel Pit boron concentration shall be > 2000 ppm.

When fuel assemblies are stored in the Spent Fuel Pit.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. Spent Fuel Pit boron - NOTE -
concentration not within LCO 3.0.3 is not
limit. applicable.

A.1 Suspend movement of fuel Immediately
assemblies in the Spent
Fuel Pit.

AND

A.2 Initiate action to restore Immediately
Spent Fuel Pit boron
concentration to within
limit.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.7.12.1 Verify the Spent Fuel Pit boron concentration is 7 days
within limit.
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Spent Fuel Pit Storage
3.7.13

3.7 PLANT SYSTEMS

3.7.13 Spent Fuel Pit Storage

LCO 3.7.13 Fuel assemblies stored in the Spent Fuel Pit shall be classified in
accordance with Figure 3.7.13-1, Figure 3.7.13-2, Figure 3.7.13-3, and
Figure 3.7.13-4, based on initial enrichment, burnup, cooling time and
number of Integral Fuel Burnable Absorbers (IFBA) rods; and,

Fuel assembly storage location within the Spent Fuel Pit shall be restricted
to Regions identified in Figure 3.7.13-5 as follows:

a. Fuel assemblies that satisfy requirements of Figure 3.7.13-1 may be
stored in any location in Region 2-1, Region 2-2, Region 1-2 or
Region 1-1;

b. Fuel assemblies that satisfy requirements of Figure 3.7.13-2 may be
stored in any location in Region 2-2, Region 1-2 or Region 1-1;

c. Fuel assemblies that satisfy requirements of Figure 3.7.13-3 may be
stored in any location in Region 1-2, Region 1-1, or in locations
designated as "peripheral" cells in Region 2-2; and

d. Fuel assemblies that satisfy requirements of Figure 3.7.13-4 may be
stored:

1) In any location in Region 1-2, or

2) In a checkerboard loading configuration (1 out of every two
cells with every other cell vacant) in Region 1-1; or

3) In locations designated as peripheral" cells in Region 2-2.

APPLICABILITY: Whenever any fuel assembly is stored in the Spent Fuel Pit.
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Spent Fuel Pit Storage
3.7.13

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. Requirements of the A.1
LCO not met. - NOTE -

LCO 3.0.3 is not
applicable.

Initiate action to move the Immediately
noncomplying fuel
assembly to an acceptable
location.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.7.13.1 Verify by administrative means that the fuel Prior to storing the
assembly has been classified in accordance with fuel assembly in
Figure 3.7.13-1, Figure 3.7.13-2, Figure 3.7.13-3, or the Spent Fuel Pit.
Figure 3.7.13-4 and meets the requirements for the
intended storage location.
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Spent Fuel Pit Storage
3.7.13
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Spent Fuel Pit Storage
3.7.13
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Spent Fuel Pit Storage
3.7.13
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Spent Fuel Pit Storage
3.7.13
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Spent Fuel Pit Storage
3.7.13
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Secondary Specific Activity
3.7.14

3.7 PLANT SYSTEMS

3.7.14 Secondary Specific Activity

LCO 3.7.14

APPLICABILITY:

The specific activity of the secondary coolant shall be 0. 15 qCi/gm
DOSE EQUIVALENT 1-131.

MODES 1, 2, 3, and 4.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. Specific activity not A.1 Be in MODE 3. 6 hours
within limit.

AND

A.2 Be in MODE 5. 36 hours

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.7.14.1 Verify the specific activity of the secondary coolant is 31 days
s 0.15 tCi/gm DOSE EQUIVALENT 1-131.

INDIAN POINT 2 3.7.14 - 1 Amendment No. 238



AC Sources - Operating
3.8.1

3.8 ELECTRICAL POWER SYSTEMS

3.8.1 AC Sources - Operating

LCO 3.8.1 The following AC electrical sources shall be OPERABLE:

a. Two qualified circuits between the offsite transmission network and
the onsite AC Electrical Power Distribution System; and

b. Three diesel generators (DGs) capable of supplying the onsite
power distribution subsystem(s).

- NOTE -
The automatic transfer function for the 6.9 kV buses shall be OPERABLE
whenever the 138 kV offsite circuit is supplying 6.9 kV bus 5 and 6 and
the Unit Auxiliary Transformer is supplying 6.9 kV bus 1, 2, 3 or 4.

APPLICABILITY: MODES 1, 2, 3, and 4.

ACTIONS
- NOTE -

LCO 3.0.4.b is not applicable to DGs or the 138 kV offsite circuit.

CONDITION REQUIRED ACTION COMPLETION TIME

A. One offsite circuit A.1 Perform SR 3.8.1.1 for 1 hour
inoperable. OPERABLE offsite circuit.

AND

Once per 8 hours
thereafter

AND
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AC Sources - Operating
3.8.1

ACTIONS (continued)

CONDITION I REQUIRED ACTION J COMPLETION TIME

- NOTE -
Only required if 13.8 kV
offsite circuit is supplying
6.9 kV bus 5 or 6 and the
Unit Auxiliary Transformer
is supplying 6.9 kV bus 1,
2, 3 or 4.

A.2

AND

A.3

Verify automatic transfer of
6.9 kV buses 1, 2, 3, and 4
to 6.9 kV bus 5 and 6 is
disabled.

Declare required feature(s)
with no offsite power
automatically available
inoperable when its
redundant required
feature(s) is inoperable.

1 hour

AND

Once per 8 hours
thereafter

24 hours from
discovery of no
automatically
available offsite power
to one train
concurrent with
inoperability of
redundant required
feature(s)

72 hours

AND

A.4 Restore offsite circuit to
OPERABLE status.

B. One DG inoperable. B.1 Perform SR 3.8.1.1 for the 1 hour
offsite circuits.

AND

Once per 8 hours
thereafter

AND
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AC Sources - Operating
3.8.1

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

B.2 Declare required feature(s) 4 hours from
supported by the discovery of
inoperable DG inoperable Condition B
when its required concurrent with
redundant feature(s) is inoperability of
inoperable. redundant required

feature

AND

B.3.1 Determine OPERABLE 24 hours
DGs are not inoperable
due to common cause
failure.

OR

B.3.2 Perform SR 3.8.1.2 for 24 hours
OPERABLE DGs.

AND

B.4 Restore DG to 7 days
OPERABLE status.

C. Two offsite circuits C.1 Declare required features 12 hours from
inoperable. inoperable when its discovery of

redundant required feature Condition C
is inoperable. concurrent with

inoperability of
redundant required
feature

AND

C.2 Restore one offsite circuit 24 hours
to OPERABLE status.
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AC Sources - Operating
3.8.1

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

D. One offsite circuit - NOTE -
inoperable. Enter applicable

Conditions and Required
AND Actions of LCO 3.8.9,

"Distribution Systems -
One DG inoperable. Operating," when

Condition D is entered with
no offsite or DG AC power
source automatically
available to any train.

D.1 Restore offsite circuit to 12 hours
OPERABLE status.

OR

D.2 Restore DG to
OPERABLE status. 12 hours

E. Two or more DGs E.1 Restore at least two DGs 2 hours
inoperable. to OPERABLE status.

F. Required Action and F.1 Be in MODE 3. 6 hours
associated Completion
Time of Condition A, B, AND
C, D or E not met.

F.2 Be in MODE 5. 36 hours

G. One or more offsite G.1 Enter LCO 3.0.3. Immediately
circuits and two or more
DGs inoperable.

H. Two offsite circuits and H.1 Enter LCO 3.0.3. Immediately
one or more DGs
inoperable.
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AC Sources - Operating
3.8.1

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.8.1.1 Verify correct breaker alignment and indicated power 7 days
availability for each offsite circuit.

SR 3.8.1.2
-NOTE-

All DG starts may be preceded by an engine prelube
period.

Verify each DG starts from standby condition and 31 days
achieves:

a. In < 10 seconds, voltage 2 428 V and
frequency 2 58.8 Hz and

b. Steady state voltage 2 428 V and S 500 V, and
frequency 2 58.8 Hz and < 61.2 Hz.

SR 3.8.1.3 ---
- NOTES -

1. DG loadings may include gradual loading as
recommended by the manufacturer.

2. Momentary transients outside the load range
do not invalidate this test.

3. This SR shall be conducted on only one DG at
a time.

4. This SR shall be preceded by and immediately
follow without shutdown a successful
performance of SR 3.8.1.2.

Verify each DG is synchronized and loaded and 31 days
operates for 2 60 minutes at a load 2 1575 kW and
< 1750 kW.

SR 3.8.1.4 Verify each day tank contains 2 115 gal of fuel oil. 24 hours

SR 3.8.1.5 Check for and remove accumulated water from each 31 days
day tank.
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AC Sources - Operating
3.8.1

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY

SR 3.8.1.6 Verify the fuel oil transfer system operates to 92 days
automatically transfer fuel oil from the associated
storage tank to the day tank.

SR 3.8.1.7
- NOTE -

This Surveillance shall not normally be performed in
MODE 1 or 2. However, this Surveillance may be
performed to reestablish OPERABILITY provided an
assessment determines the safety of the plant is
maintained or enhanced.

Verify manual transfer of AC power sources from the 24 months
normal offsite circuit to the alternate offsite circuit.

SR 3.8.1.8 ---
-NOTES-

1. This Surveillance shall not normally be
performed in MODE 1 or 2. However, this
Surveillance may be performed to reestablish
OPERABILITY provided an assessment
determines the safety of the plant is maintained
or enhanced.

2. Only required to be met if 138 kV offsite circuit
is supplying 6.9 kV bus 5 and 6 and the Unit
Auxiliary Transformer is supplying 6.9 kV bus
1, 2, 3 or4.

Verify automatic transfer of AC power for 6.9 kV 24 months
buses 2 and 3 from the unit auxiliary transformer to
6.9 kV buses 5 and 6.
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AC Sources - Operating
3.8.1

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY

SR 3.8.1.9 -
- NOTE -

This SR shall not normally be performed in MODE 1
or 2. However, this Surveillance may be performed
to reestablish OPERABILITY provided an
assessment determines the safety of the plant is
maintained or enhanced.

Verify each DG's automatic trips are bypassed on 24 months
actual or simulated loss of voltage signal on the
emergency bus concurrent with an actual or
simulated ESF actuation signal except:

a. Engine overspeed,

b. Low lube oil pressure, and

c. Overcrank relay.
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AC Sources - Operating
3.8.1

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY

SR 3.8.1.10
- NOTES -

1. Momentary transients outside the load and
power factor ranges do not invalidate this test.

2. This SR shall not normally be performed in
MODE 1 or 2. However, this Surveillance may
be performed to reestablish OPERABILITY
provided an assessment determines the safety
of the plant is maintained or enhanced.

3. If performed with DG synchronized with offsite
power, it shall be performed at a power factor
• 0.85. However, if grid conditions do not
permit, the power factor limit is not required to
be met. Under this condition the power factor
shall be maintained as close to the limit as
practicable.

Verify each DG operating at a power factor • 0.85
operates for 2 8 hours:

a. For 2 2 hours loaded 2 1837 kW and
S 1925 kW and

b. For the remaining hours of the test loaded
Ž1575 kWand• 1750 kW.

24 months

SR 3.8.1.11
- NOTE -

Load sequence timers associated with equipment
that has automatic initiation capability disabled are
not required to be OPERABLE.

Verify each load sequence timer relay functions 24 months
within the required design interval.
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AC Sources - Operating
3.8.1

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY

SR 3.8.1.12
- NOTES -

1. All DG starts may be preceded by an engine
prelube period.

2. This SR shall not normally be performed in
MODE 1, 2, 3, or 4. However, portions of the
Surveillance may be performed to reestablish
OPERABILITY provided an assessment
determines the safety of the plant is maintained or
enhanced.

3. This SR may be performed on safeguards power
trains one at a time, or simultaneously.
Appropriate plant conditions must be established
when testing three safeguards power trains
simultaneously.

Verify on an actual or simulated loss of offsite power 24 months
signal in conjunction with an actual or simulated ESF
actuation signal:

a. De-energization of emergency buses,

b. Load shedding from emergency buses, and

c. DG auto-starts from standby condition and:

1. Energizes permanently connected loads in
• 10 seconds,

2. Energizes auto-connected emergency loads
through individual load sequence timers,

3. Achieves steady state voltage 2 428 V and
•500 V,

4. Achieves steady state frequency 2 58.8 Hz
and • 61.2 Hz, and

5. Supplies permanently connected and
auto-connected emergency loads for
2 5 minutes.
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AC Sources - Operating
3.8.1

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY

SR 3.8.1.13
- NOTES -

1. All DG starts may be preceded by an engine
prelube period.

2. Performance of SR 3.8.1.12 may be used to
satisfy the requirements of this SR if all three
diesel generators are started simultaneously.

Verify when started simultaneously from standby
condition, each DG achieves:

a. In < 10 seconds, voltage 2 428 V and
frequency 2 58.8 Hz and

b. Steady state voltage 2 428 V and • 500 V, and
frequency 2 58.8 Hz and < 61.2 Hz.

1 0 years
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AC Sources - Shutdown
3.8.2

3.8 ELECTRICAL POWER SYSTEMS

3.8.2 AC Sources - Shutdown

LCO 3.8.2 The following AC electrical power sources shall be OPERABLE:

a. One qualified circuit between the offsite transmission network and
the onsite AC electrical power distribution subsystem(s) required by
LCO 3.8.1 0, "Distribution Systems - Shutdown" and

b. Two diesel generators (DGs) capable of supplying two safeguards
power trains of the onsite AC electrical power distribution
subsystem(s) required by LCO 3.8.1 0.

APPLICABILITY: MODES 5 and 6,
During movement of recently irradiated fuel assemblies.

ACTIONS

- NOTE -
LCO 3.0.3 is not applicable. ___

CONDITION REQUIRED ACTION COMPLETION TIME

A. One required offsite - NOTE -
circuit inoperable. Enter applicable

Conditions and Required
Actions of LCO 3.8.10,
with any required bus
de-energized as a result of
Condition A.

A.1 Declare affected required Immediately
feature(s) with no offsite
power available
inoperable.

OR
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AC Sources - Shutdown
3.8.2

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

A.2.1 Suspend CORE Immediately
ALTERATIONS.

AND

A.2.2 Suspend movement of Immediately
recently irradiated fuel
assemblies.

AND

A.2.3 Suspend operations Immediately
involving positive reactivity
additions that could result
in loss of required SDM or
boron concentration.

AND

A.2.4 Initiate action to restore Immediately
required offsite power
circuit to OPERABLE
status.

B. One or more required B.1 Declare affected required Immediately
DG inoperable. feature(s) with no DG

available inoperable.

OR

B.2.1 Suspend CORE Immediately
ALTERATIONS.

AND

B.2.2 Suspend movement of Immediately
recently irradiated fuel
assemblies.

AND
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AC Sources - Shutdown
3.8.2

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

B.2.3 Suspend operations Immediately
involving positive reactivity
additions that could result
in loss of required SDM or
boron concentration.

AND

B.2.4 Initiate action to restore Immediately
required DG to
OPERABLE status.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.8.2.1 
- NOTES -

1. The following SRs are required to be met but
are not required to be performed: SR 3.8.1.3,
SR 3.8.1.10, SR 3.8.1.11, and SR 3.8.1.12.

2. Portions of SR 3.8.1.12 regarding an actual or
simulated ESF actuation signal are not
required to be met.

For AC sources required to be OPERABLE, the SRs In accordance with
of Specification 3.8.1, "AC Sources - Operating," applicable SRs
except SR 3.8.1.7, SR 3.8.1.8, SR 3.8.1.9, and
SR 3.8.1.13, are applicable.
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Diesel Fuel Oil and Starting Air
3.8.3

3.8 ELECTRICAL POWER SYSTEMS

3.8.3 Diesel Fuel Oil and Starting Air

LCO 3.8.3

APPLICABILITY:

The stored diesel fuel oil and starting air subsystem shall be within limits
for each required diesel generator (DG).

When associated DG is required to be OPERABLE.

ACTIONS

- NOTE -
Separate Condition entry is allowed for each DG.

CONDITION REQUIRED ACTION COMPLETION TIME

A. --- --__ -__ A.1 Declare associated DG 2 hours
- NOTE - inoperable.

Only applicable in
MODES 1, 2, 3 and 4.

One or more required
DGs with usable fuel oil
in associated DG fuel oil
storage tank < 6334 gal.

B. A---- __-__- B.1 Declare all DGs inoperable. Immediately
-NOTE -

Only applicable in
MODES 5 and 6.

Total usable fuel oil in all
DG fuel oil storage tanks
< 6334 gal.
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Diesel Fuel Oil and Starting Air
3.8.3

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

C. C.1 Declare all DGs 2 hours
- NOTE - inoperable.

Only applicable in
MODES 1, 2, 3 and 4.

Total usable fuel oil in
reserve storage tank(s)
< 29,000 gal.

D. D.1 Restore stored fuel oil total 7 days for
- NOTE - particulates to within limits. DG fuel oil storage

Only applicable to tank(s)
reserve fuel oil storage
tanks in MODES 1, 2, 3 AND
and 4.

30 days for reserve
One or more DG fuel oil fuel oil storage tank(s)
storage tanks or reserve
fuel oil storage tanks
with fuel oil total
particulates not within
limits.

E. ------ _____-_ E.1 Restore stored fuel oil 30 days for
- NOTE - properties to within limits. DG fuel oil storage

Only applicable to tank(s)
reserve fuel oil storage
tanks in MODES 1, 2, 3 AND
and 4.

60 days for reserve
One or more DG fuel oil fuel oil storage tank(s)
storage tanks or reserve
fuel oil storage tanks
with new fuel oil
properties other than
particulates not within
limits.

F. One or more DGs with F.1 Restore starting air 48 hours
starting air receiver receiver pressure to
pressure < 250 psig and > 250 psig.
2 90 psig.
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Diesel Fuel Oil and Starting Air
3.8.3

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

G. Required Action and G.1 Declare associated DG Immediately
associated Completion inoperable.
Time not met.

OR

One or more DGs with
diesel fuel oil or starting
air subsystem not within
limits for reasons other
than Condition A, B, C,
D, E or F.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.8.3.1
- NOTE -

Only required to be met in MODES 1, 2, 3 and 4.

Verify reserve storage tank(s) contain 2 29,000 24 hours
gallons of fuel oil reserved for P2 use only.

SR 3.8.3.2 Verify DG fuel oil storage tanks contain: 31 days

a. Usable fuel oil volume 2 6334 gal in each
storage tank when in MODES 1, 2, 3 and 4; and

b. Total usable fuel oil volume 2 6334 gal in
storage tank(s) when in MODES 5 and 6.

SR 3.8.3.3 Verify that fuel oil properties of new and stored fuel In accordance with
oil in the DG fuel oil storage tanks are tested and the Diesel Fuel Oil
maintained in accordance with the Diesel Fuel Oil Testing Program
Testing Program.
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Diesel Fuel Oil and Starting Air
3.8.3

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY

SR 3.8.3.4 --------- …

-NOTE-
Only required to be met in MODES 1, 2, 3 and 4.

Verify that fuel oil properties of new and stored fuel In accordance with
oil in the reserve storage tank(s) are within limits the Diesel Fuel Oil
specified in the Diesel Fuel Oil Testing Program. Testing Program

SR 3.8.3.5 Verify each DG air start receiver pressure is 31 days
2 250 psig.

SR 3.8.3.6 Check for and remove accumulated water from each 31 days
fuel oil storage tank.
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DC Sources - Operating
3.8.4

3.8 ELECTRICAL POWER SYSTEMS

3.8.4 DC Sources - Operating

LCO 3.8.4 The following four DC electrical power subsystems shall be OPERABLE:

Battery 21 and associated Battery Charger;
Battery 22 and associated Battery Charger;
Battery 23 and associated Battery Charger; and
Battery 24 and associated Battery Charger.

APPLICABILITY: MODES 1, 2, 3, and 4.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One battery charger A.1 Enter Condition B for an Immediately
inoperable. inoperable DC electrical

power subsystem.
AND

OR
Not in Condition B for
any other DC electrical A.2.1 Restore battery terminal 2 hours
power subsystem. voltage to greater than or

equal to the minimum
established float voltage.

AND

A.2.2 Verify battery float current Once per 12 hours
is within the limits of
SR 3.8.6.1.

AND

A.2.3 Restore battery charger to 7 days
OPERABLE status.
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DC Sources - Operating
3.8.4

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

B. One DC electrical B.1.1 Verify that associated DC 2 hours
power subsystem control power is supplied
inoperable for reasons from an OPERABLE DC
other than Condition A. electrical power

subsystem.
AND

OR
Not in Condition A for
any other battery B.1.2 Verify by administrative 2 hours
charger. means that associated DC

control power autotransfer
switch is OPERABLE.

AND

B.2 Verify that inverters 2 hours
associated with all other
DC electrical power
subsystems are
OPERABLE.

AND

B.3 Restore DC electrical 24 hours
power subsystem to
OPERABLE status.

C. Required Action and C.1 Be in MODE 3. 6 hours
Associated Completion
Time not met. AND

C.2 Be in MODE 5. 36 hours
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DC Sources - Operating
3.8.4

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.8.4.1 Verify battery terminal voltage is greater than or 7 days
equal to the minimum established float voltage.

SR 3.8.4.2 Verify each battery charger supplies 2 250 amps at 24 months
greater than or equal to the minimum established
float voltage for 2 2 hours.

OR

Verify each battery charger can recharge the battery
to the fully charged state within 15 hours while
supplying the normal steady state loads, after a
battery discharge to the bounding design basis event
discharge state.

SR 3.8.4.3
-NOTES-

1. The modified performance discharge test in
SR 3.8.6.6 may be performed in lieu of
SR 3.8.4.3.

2. This Surveillance shall not normally be
performed in MODE 1, 2, 3, or 4. However,
portions of the Surveillance may be performed
to reestablish OPERABILITY provided an
assessment determines the safety of the plant
is maintained or enhanced.

Verify battery capacity is adequate to supply, and 24 months
maintain in OPERABLE status, the required
emergency loads for the design duty cycle when
subjected to a battery service test.
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DC Sources - Operating
3.8.4

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY

-NOTE-
Not required to be met unless needed to satisfy
requirements of Required Action B.1.2.

SR 3.8.4.4 Verify each DC control power transfer switch will 24 months
function as follows:

a. Transfers from the preferred source to the
alternate source when the preferred source
voltage is less than the specified limit; and

b. Transfers from the alternate source to the
preferred source when the preferred source
voltage is greater than the specified limit.
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DC Sources - Shutdown
3.8.5

3.8 ELECTRICAL POWER SYSTEMS

3.8.5 DC Sources - Shutdown

LCO 3.8.5

APPLICABILITY:

DC electrical power subsystems shall be OPERABLE to support the DC
electrical power distribution subsystem(s) required by LCO 3.8.10,
"Distribution Systems - Shutdown."

MODES 5 and 6,
During movement of recently irradiated fuel assemblies.

ACTIONS

-NOTE -
LCO 3.0.3 is not applicable.

CONDITION REQUIRED ACTION COMPLETION TIME

A. One or more required A.1 Declare affected required Immediately
DC electrical power feature(s) inoperable.
subsystems inoperable.

OR

A.2.1 Suspend CORE Immediately
ALTERATIONS.

AND

A.2.2 Suspend movement of Immediately
recently irradiated fuel
assemblies.

AND

A.2.3 Suspend operations Immediately
involving positive reactivity
additions that could result
in loss of required SDM or
boron concentration.

AND
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DC Sources - Shutdown
3.8.5

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

A.2.4 Initiate action to restore Immediately
required DC electrical
power subsystems to
OPERABLE status.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.8.5.1 -------------
- NOTE -

The following SRs must be met, but are not required
to be performed: SR 3.8.4.2 and SR 3.8.4.3.

For DC sources required to be OPERABLE, the In accordance with
following SRs are applicable: applicable SRs

SR 3.8.4.1
SR 3.8.4.2
SR 3.8.4.3
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Battery Parameters
3.8.6

3.8 ELECTRICAL POWER SYSTEMS

3.8.6 Battery Parameters

LCO 3.8.6

APPLICABILITY:

Battery parameters for station batteries 21, 22, 23 and 24 shall be within
limits.

When associated DC electrical power subsystems are required to be
OPERABLE.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One battery with one or A.1 Perform SR 3.8.4.1 2 hours
more battery cells float
voltage < 2.07 V. AND

A.2 Perform SR 3.8.6.1. 2 hours

AND

A.3 Restore affected cell 24 hours
voltage 2 2.07 V.

B. One battery with float B.1 Perform SR 3.8.4.1 2 hours
current not within the
limits of SR 3.8.6.1. AND

B.2 Restore battery float 12 hours
current to within the limits
of SR 3.8.6.1.
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Battery Parameters
3.8.6

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

- NOTE - - NOTE -
Required Action C.2 Required Actions C.1 and
shall be completed if C.2 are only applicable if
electrolyte level was electrolyte level was below
below the top of plates. the top of plates. _

C. One battery with one or C.1 Restore electrolyte level to 8 hours
more cells electrolyte above top of plates
level less than minimum
established design AND
limits.

C.2 Verify no evidence of 12 hours
leakage.

AND

C.3 Restore electrolyte level to 31 days
greater than or equal to
minimum established
design limits.

D. One battery with pilot D.1 Restore battery pilot cell 12 hours
cell electrolyte temperature to greater
temperature less than than or equal to minimum
minimum established established design limits
design limits.

E. Two or more batteries E.1 Restore battery 2 hours
with battery parameters parameters for all but one
not within limits. battery to within limits.
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Battery Parameters
3.8.6

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

F. Required Action and F.1 Declare associated battery Immediately
associated Completion inoperable.
Time of Condition A, B.
C, D, or E not met.

OR

One or more batteries
with one or more battery
cells float voltage
< 2.07 V and float
current not within limits
of SR 3.8.6.1.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.8.6.1
-NOTE-

Not required to be met when battery terminal voltage
is less than the minimum established float voltage of
SR 3.8.4.1.

Verify battery float current is within the following 7 days
limits:

a. • 5 amps for batteries 21 and 22; and

b. s 3 amps for batteries 23 and 24.

SR 3.8.6.2 Verify each battery pilot cell voltage is 2 2.07 V. 31 days

SR 3.8.6.3 Verify each battery connected cell electrolyte level is 31 days
greater than or equal to minimum established design
limits.

SR 3.8.6.4 Verify each battery pilot cell temperature is greater 31 days
than or equal to minimum established design limits.
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Battery 
Parameters

Battery Parameters
3.8.6

SURVEILLANCE REQUIREMENTS (continued)

SURVEILLANCE FREQUENCY

SR 3.8.6.5 Verify each battery connected cell voltage is 92 days
Ž2.07 V.

SR 3.8.6.6
-NOTE -

This Surveillance shall not be performed in MODE 1,
2, 3, or 4. However, credit may be taken for
unplanned events that satisfy this SR.

Verify battery capacity is 2 80% of the 60 months
manufacturer's rating when subjected to a
performance discharge test or a modified AND
performance discharge test.

12 months when
battery shows
degradation, or
has reached 85%
of the expected
life with capacity
< 100% of
manufacturer's
rating

AND

24 months when
battery has
reached 85% of
the expected life
with capacity
2 100% of
manufacturer's
rating

.a.
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Inverters - Operating
3.8.7

3.8 ELECTRICAL POWER SYSTEMS

3.8.7 Inverters - Operating

LCO 3.8.7

APPLICABILITY:

Four inverters shall be OPERABLE.

MODES 1, 2, 3, and 4.

ACTIONS

- NOTE -
Enter applicable Conditions and Required Actions of LCO 3.8.9, "Distribution Systems -
Operating" with any 118 VAC instrument bus de-energized.

CONDITION REQUIRED ACTION COMPLETION TIME

A. One inverter inoperable. A.1
- NOTE -

Only applicable to
feature(s) that require
power to perform the
required safety function.

Declare required feature(s) 2 hours from
supported by associated discovery of
inverter inoperable when Condition A
the required redundant concurrent with
feature(s) is inoperable. inoperability of

redundant required
feature(s)

AND

A.2 Restore inverter to 24 hours
OPERABLE status.

B. Required Action and B.1 Be in MODE 3. 6 hours
associated Completion
Time not met. AND

B.2 Be in MODE 5. 36 hours
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Inverters - Operating
3.8.7

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.8.7.1 Verify correct inverter voltage, frequency, and 7 days
alignment to each required 118 VAC instrument bus.
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Inverters - Shutdown
3.8.8

3.8 ELECTRICAL POWER SYSTEMS

3.8.8 Inverters - Shutdown

LCO 3.8.8

APPLICABILITY:

Inverters shall be OPERABLE to support the onsite 118 VAC instrument
bus electrical power distribution subsystem(s) required by LCO 3.8.10,
"Distribution Systems - Shutdown."

MODES 5 and 6,
During movement of recently irradiated fuel assemblies.

ACTIONS

-NOTE -
LCO 3.0.3 is not applicable. ______ __ __

CONDITION REQUIRED ACTION COMPLETION TIME

A. One or more required A.1 Declare affected required Immediately
inverters inoperable. feature(s) inoperable.

OR

A.2.1 Suspend CORE Immediately
ALTERATIONS.

AND

A.2.2 Suspend movement of Immediately
recently irradiated fuel
assemblies.

AND

A.2.3 Suspend operations Immediately
involving positive reactivity
additions that could result
in loss of required SDM or
boron concentration.

AND
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Inverters - Shutdown
3.8.8

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

A.2.4 Initiate action to restore Immediately
required inverters to
OPERABLE status.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.8.8.1 Verify correct inverter voltage, frequency, and 7 days
alignments to each required 118 VAC instrument
bus.

INDIAN POINT 2 3.8.8 - 2 Amendment No. 238



Distribution Systems - Operating
3.8.9

3.8 ELECTRICAL POWER SYSTEMS

3.8.9 Distribution Systems - Operating

LCO 3.8.9

APPLICABILITY:

AC, DC, and 1 18 VAC instrument bus electrical power distribution for
safeguards power trains 5A, 2A/3A and 6A shall be OPERABLE.

MODES 1, 2, 3, and 4.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One or more AC - NOTE -
electrical power Enter applicable
distribution subsystems Conditions and Required
inoperable. Actions of LCO 3.8.4, "DC

Sources - Operating," for
DC trains made inoperable
by inoperable power
distribution subsystems.

A.1 Restore AC electrical 8 hours
power distribution
subsystem(s) to AND
OPERABLE status.

16 hours from
discovery of failure to
meet LCO

B. One or more 118 VAC B.1 Restore 118 VAC 2 hours
instrument buses instrument bus
inoperable. subsystem(s) to AND

OPERABLE status.
16 hours from
discovery of failure to
meet LCO
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Distribution Systems - Operating
3.8.9

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

C. One or more DC C.1 Restore DC electrical 2 hours
electrical power power distribution
distribution subsystems subsystem(s) to AND
inoperable. OPERABLE status.

16 hours from
discovery of failure to
meet LCO

D. Required Action and D.1 Be in MODE 3. 6 hours
associated Completion
Time not met. AND

D.2 Be in MODE 5. 36 hours

E. Two or more electrical E.1 Enter LCO 3.0.3. Immediately
power distribution
subsystems inoperable
that result in a loss of
safety function.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.8.9.1 Verify correct breaker alignments and voltage to 7 days
required AC, DC, and 118 VAC instrument bus
electrical power distribution subsystems.
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Distribution Systems - Shutdown
3.8.10

3.8 ELECTRICAL POWER SYSTEMS

3.8.10 Distribution Systems - Shutdown

LCO 3.8.1 0

APPLICABILITY:

The necessary portion of AC, DC, and 118 VAC instrument bus electrical
power distribution subsystems shall be OPERABLE to support equipment
required to be OPERABLE.

MODES 5 and 6,
During movement of recently irradiated fuel assemblies.

ACTIONS

- NOTE -
LCO 3.0.3 is not applicable.________

CONDITION REQUIRED ACTION COMPLETION TIME

A. One or more required A.1 Declare associated Immediately
AC, DC, or 118 VAC supported required
instrument bus electrical feature(s) inoperable.
power distribution
subsystems inoperable. OR

A.2.1 Suspend CORE Immediately
ALTERATIONS.

AND

A.2.2 Suspend movement of Immediately
recently irradiated fuel
assemblies.

AND
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Distribution Systems - Shutdown
3.8.10

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

A.2.3 Suspend operations Immediately
involving positive reactivity
additions that could result
in loss of required SDM or
boron concentration.

AND

A.2.4 Initiate actions to restore Immediately
required AC, DC, and
118 VAC instrument bus
electrical power
distribution subsystems to
OPERABLE status.

AND

A.2.5 Declare associated Immediately
required residual heat
removal subsystem(s)
inoperable and not in
operation.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.8.10.1 Verify correct breaker alignments and voltage to 7 days
required AC, DC, and 118 VAC instrument bus
electrical power distribution subsystems.
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Boron Concentration
3.9.1

3.9 REFUELING OPERATIONS

3.9.1 Boron Concentration

LCO 3.9.1

APPLICABILITY:

Boron concentrations of the Reactor Coolant System, the refueling canal,
and the refueling cavity shall be maintained within the limit specified in the
COLR.

MODE 6.

- NOTE -
Only applicable to the refueling canal and refueling cavity when
connected to the RCS.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. Boron concentration not A.1 Suspend CORE Immediately
within limit. ALTERATIONS.

AND

A.2 Suspend positive reactivity Immediately
additions.

AND

A.3 Initiate action to restore Immediately
boron concentration to
within limit.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.9.1.1 Verify boron concentration is within the limit specified 72 hours
in the COLR.
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Nuclear Instrumentation
3.9.2

3.9 REFUELING OPERATIONS

3.9.2 Nuclear Instrumentation

LCO 3.9.2 Two source range neutron flux monitors shall be OPERABLE.

AND

One source range audible count rate circuit shall be OPERABLE.

APPLICABILITY: MODE 6.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One source range A.1 Suspend CORE Immediately
neutron flux monitor ALTERATIONS.
inoperable.

AND

A.2 Suspend operations that Immediately
would cause introduction
into the RCS of coolant
with boron concentration
less than required to meet
the boron concentration of
LCO 3.9.1.

B. Two source range B.1 Initiate action to restore Immediately
neutron flux monitors one source range neutron
inoperable. flux monitor to OPERABLE

status.

AND

B.2 Perform SR 3.9.1.1. Once per 12 hours
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Nuclear Instrumentation
3.9.2

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

C. Required source range C.1 Initiate action to isolate Immediately
audible count rate circuit unborated water sources.
inoperable.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.9.2.1 Perform CHANNEL CHECK. 12 hours

SR 3.9.2.2
-NOTE-

Neutron detectors are excluded from CHANNEL
CALIBRATION

Perform CHANNEL CALIBRATION. 24 months
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Containment Penetrations
3.9.3

3.9 REFUELING OPERATIONS

3.9.3 Containment Penetrations

LCO 3.9.3 The containment penetrations shall be in the following status:

a. The equipment hatch is closed and held in place by at least four
bolts or the equipment hatch opening is closed using an equipment
hatch closure plate that may include a personnel access door that is
capable of being closed,

b. One door in each air lock is capable of being closed, and

c. Each penetration providing direct access from the containment
atmosphere to the outside atmosphere is either:

1. Closed by a manual or automatic isolation valve, blind flange,
or equivalent or

2. Capable of being closed by an OPERABLE Containment
Purge and Exhaust Isolation System.

- NOTE -
Penetration flow path(s) providing direct access from the containment
atmosphere to the outside atmosphere may be unisolated under
administrative controls.

APPLICABILITY: During movement of recently irradiated fuel assemblies within
containment.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One or more A.1 Suspend movement of Immediately
containment recently irradiated fuel
penetrations not in assemblies within
required status. containment.
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Containment Penetrations
3.9.3

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.9.3.1 Verify each required containment penetration is in the 7 days
required status.

SR 3.9.3.2
- NOTE -

Not required to be met for containment purge and
exhaust valve(s) or pressure relief line isolation
valve(s) in penetrations closed to comply with LCO
3.9.3.c.1.

Verify each required containment purge and exhaust 24 months
valve and pressure relief line isolation valve actuates
to the isolation position on an actual or simulated
actuation signal.
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RHR and Coolant Circulation - High Water Level
3.9.4

3.9 REFUELING OPERATIONS

3.9.4 Residual Heat Removal (RHR) and Coolant Circulation - High Water Level

LCO 3.9.4 One RHR loop shall be OPERABLE and in operation.

- NOTE -
The required RHR loop may be removed from operation < 1 hour per
8 hour period, provided no operations are permitted that would cause
introduction into the Reactor Coolant System of any coolant with a boron
concentration less than that required to meet the minimum required boron
concentration of LCO 3.9.1.

APPLICABILITY: MODE 6 with the water level 2 23 ft above the top of reactor vessel
flange.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. RHR loop requirements A.1 Suspend operations that Immediately
not met. would cause introduction

into the RCS of coolant
with boron concentration
less than required to meet
the boron concentration of
LCO 3.9.1.

AND

A.2 Suspend loading irradiated Immediately
fuel assemblies in the
core.

AND

A.3 Initiate action to satisfy Immediately
RHR loop requirements.

AND
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RHR and Coolant Circulation - High Water Level
3.9.4

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

A.4 Ensure equipment door or
closure plate is properly
installed.

AND

A.5 Close one door in each air
lock.

AND

A.6.1 Close each penetration
providing direct access
from the containment
atmosphere to the outside
atmosphere with a manual
or automatic isolation
valve, blind flange, or
equivalent.

OR

A.6.2 Verify each penetration is
capable of being closed by
an OPERABLE
Containment Purge
System and Pressure
Relief Line Isolation
System.

4 hours

4 hours

4 hours

4 hours

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.9.4.1 Verify one RHR loop is in operation and circulating 12 hours
reactor coolant at a flow rate of 2 1000 gpm.
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RHR and Coolant Circulation - Low Water Level
3.9.5

3.9 REFUELING OPERATIONS

3.9.5 Residual Heat Removal (RHR) and Coolant Circulation - Low Water Level

LCO 3.9.5 Two RHR loops shall be OPERABLE, and one RHR loop shall be in
operation.

- NOTES -
1. All RHR pumps may be removed from operation for < 15 minutes

when switching from one loop to another provided:

a. The core outlet temperature is maintained > 10 degrees F
subcooled,

b. No operations are permitted that would cause a reduction of
the Reactor Coolant System boron concentration, and

c. No draining operations to further reduce RCS water volume
are permitted.

2. One required RHR loop may be inoperable for up to 2 hours for
surveillance testing, provided that the other RHR loop is
OPERABLE and in operation.

APPLICABILITY: MODE 6 with the water level < 23 ft above the top of reactor vessel
flange.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. One or both RHR loops A.1 Initiate action to restore Immediately
inoperable. required RHR loops to

OPERABLE status.

OR

A.2 Initiate action to establish Immediately
2 23 ft of water above the
top of reactor vessel
flange.

INDIAN POINT 2 3.9.5 - 1 Amendment No. 238



RHR and Coolant Circulation - Low Water Level
3.9.5

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

B. No RHR loop in
operation.

B.1 Suspend operations that
would cause introduction
into the RCS, coolant with
boron concentration less
than required to meet the
boron concentration of
LCO 3.9.1.

AND

B.2 Initiate action to restore
one RHR loop to
operation.

AND

Immediately

Immediately

4 hours

4 hours

4 hours

B.3 Ensure the equipment
door or closure plate is
properly installed.

AND

B.4 Close one door in each air
lock.

AND

B.5.1 Close each penetration
providing direct access
from the containment
atmosphere to the outside
atmosphere with a manual
or automatic isolation
valve, blind flange, or
equivalent.

OR
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RHR and Coolant Circulation - Low Water Level
3.9.5

ACTIONS (continued)

CONDITION REQUIRED ACTION COMPLETION TIME

B.5.2 Verify each penetration is 4 hours
capable of being closed by
an OPERABLE
Containment Purge
System and Pressure
Relief Line Isolation
System.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.9.5.1 Verify one RHR loop is in operation and circulating 12 hours
reactor coolant at a flow rate of 2 1000 gpm.

SR 3.9.5.2 Verify correct breaker alignment and indicated power 7 days
available to the required RHR pump that is not in
operation.
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Refueling Cavity Water Level
3.9.6

3.9 REFUELING OPERATIONS

3.9.6 Refueling Cavity Water Level

LCO 3.9.6

APPLICABILITY:

Refueling cavity water level shall be maintained 2 23 ft above the top of
reactor vessel flange.

During movement of irradiated fuel assemblies within containment.

ACTIONS

CONDITION REQUIRED ACTION COMPLETION TIME

A. Refueling cavity water A.1 Suspend movement of Immediately
level not within limit. irradiated fuel assemblies

within containment.

SURVEILLANCE REQUIREMENTS

SURVEILLANCE FREQUENCY

SR 3.9.6.1 Verify refueling cavity water level is 2 23 ft above the 24 hours
top of reactor vessel flange.
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Design Features
4.0

4.0 DESIGN FEATURES

4.1 Site Location

Indian Point 2 is located on the East bank of the Hudson River at Indian Point, Village of
Buchanan, in upper Westchester County, New York. The site is approximately 24 miles north
of the New York City boundary line. The nearest city is Peekskill which is 2.5 miles northeast
of Indian Point.

The minimum distance from the reactor center line to the boundary of the site exclusion area
and the outer boundary of the low population zone, as defined in 10 CFR 100.3, is 520 meters
and 1100 meters, respectively. For the purpose of satisfying 10 CFR Part 20, the "Restricted
Area" is the same as the "Exclusion Area" shown in UFSAR, Figure 2.2-2.

4.2 Reactor Core

4.2.1 Fuel Assemblies

The reactor shall contain 193 fuel assemblies. Each assembly shall consist of a
matrix of Zircalloy-4 or ZIRLO fuel rods. Fuel shall have a U-235 enrichment of
< 5.0 weight percent. Limited substitutions of Zircalloy-4, ZIRLO or stainless steel
filler rods for fuel rods, in accordance with approved applications of fuel rod
configurations, may be used. Fuel assemblies shall be limited to those fuel designs
that have been analyzed with applicable NRC staff approved codes and methods
and shown by tests or analyses to comply with all fuel safety design bases. A
limited number of lead test assemblies that have not completed representative
testing may be placed in nonlimiting core regions.

4.2.2 Control Rod Assemblies

The reactor core shall contain 53 control rod assemblies. The control rod material
shall be silver indium cadmium, clad with stainless steel, as approved by the NRC.

4.3 Fuel Storage

4.3.1 Criticality

4.3.1.1 The spent fuel storage racks are designed and shall be maintained with:

a. Fuel assemblies having a maximum U-235 enrichment of 5.0 weight
percent,
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4.3 Fuel Storage (continued)

b. keff < 1.0 if fully flooded with unborated water, and

c. Each fuel assembly classified based on initial enrichment, bumup,
cooling time and number of Integral Fuel Burnable Absorbers (IFBA)
rods with individual fuel assembly storage location within the spent
fuel storage rack restricted as required by Technical
Specification 3.7.13.

4.3.1.2 The new fuel storage racks are designed and shall be maintained with:

a. Fuel assemblies having a maximum U-235 enrichment of 5.0 weight
percent, and poisons, if necessary, to meet the limit for keff,

b. kef < 0.95 if fully flooded with unborated water, and

c. A 20.5 inch center to center distance between fuel assemblies
placed in the storage racks to meet the limit for keff.

4.3.2 Drainage

The spent fuel pit is designed and shall be maintained to prevent inadvertent
draining of the pit below a nominal elevation of 88 feet, 6 inches.

4.3.3 Capacity

The spent fuel pit is designed and shall be maintained with a storage capacity
limited to no more than 269 fuel assemblies in Region I and 1105 fuel assemblies in
Region II.
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5.0 ADMINISTRATIVE CONTROLS

5.1 Responsibility

5.1.1 The plant manager shall be responsible for overall unit operation and shall delegate
in writing the succession to this responsibility during his absence.

The plant manager or his designee shall approve, prior to implementation, each
proposed test, experiment or modification to systems or equipment that affect
nuclear safety.

5.1.2 The shift supervisor (SS) shall be responsible for the control room command
function. During any absence of the SS from the control room while the unit is in
MODE 1, 2, 3, or4, an individual with an active Senior Reactor Operator (SRO)
license shall be designated to assume the control room command function. During
any absence of the SS from the control room while the unit is in MODE 5 or 6, an
individual with an active SRO license or Reactor Operator license shall be
designated to assume the control room command function.
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5.2 Organization

5.2.1 Onsite and Offsite Organizations

Onsite and offsite organizations shall be established for unit operation and corporate
management, respectively. The onsite and offsite organizations shall include the
positions for activities affecting safety of the nuclear power plant.

a. Lines of authority, responsibility, and communication shall be defined and
established throughout highest management levels, intermediate levels, and
all operating organization positions. These relationships shall be documented
and updated, as appropriate, in organization charts, functional descriptions of
departmental responsibilities and relationships, and job descriptions for key
personnel positions, or in equivalent forms of documentation. These
requirements including the plant-specific titles of those personnel fulfilling the
responsibilities of the positions delineated in these Technical Specifications
shall be documented in the UFSAR,

b. The plant manager shall be responsible for overall safe operation of the plant
and shall have control over those onsite activities necessary for safe operation
and maintenance of the plant,

c. The corporate officer with direct responsibility for the plant shall have
corporate responsibility for overall plant nuclear safety and shall take any
measures needed to ensure acceptable performance of the staff in operating,
maintaining, and providing technical support to the plant to ensure nuclear
safety, and

d. The individuals who train the operating staff, carry out health physics, or
perform quality assurance functions may report to the appropriate onsite
manager; however, these individuals shall have sufficient organizational
freedom to ensure their independence from operating pressures.

5.2.2 Unit Staff

The unit staff organization shall include the following:

a. A non-licensed operator shall be assigned to each reactor containing fuel and
an additional non-licensed operator shall be assigned for each control room
from which a reactor is operating in MODES 1, 2, 3, or 4.
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5.2.2 Unit Staff (continued)

b. Shift crew composition may be less than the minimum requirement of
10 CFR 50.54(m)(2)(i) and 5.2.2.a and 5.2.2.f for a period of time not to
exceed 2 hours in order to accommodate unexpected absence of on-duty shift
crew members provided immediate action is taken to restore the shift crew
composition to within the minimum requirements.

c. A radiation protection technician shall be on site when fuel is in the reactor.
The position may be vacant for not more than 2 hours, in order to provide for
unexpected absence, provided immediate action is taken to fill the required
position.

d. Administrative procedures shall be developed and implemented to limit the
working hours of personnel who perform safety related functions (e.g.,
licensed Senior Reactor Operators (SROs), licensed Reactor Operators
(ROs), health physicists, auxiliary operators, and key maintenance personnel).

The controls shall include guidelines on working hours that ensure adequate
shift coverage shall be maintained without routine heavy use of overtime.

Any deviation from the above guidelines shall be authorized in advance by the
plant manager or the plant manager's designee, in accordance with approved
administrative procedures, and with documentation of the basis for granting
the deviation. Routine deviation from the working hour guidelines shall not be
authorized.

Controls shall be included in the procedures to require a periodic independent
review be conducted to ensure that excessive hours have not been assigned.

e. The operations manager or assistant operations manager shall hold an SRO
license.

f. A Watch Engineer shall provide advisory technical support to the unit
operations shift crew in the areas of thermal hydraulics, reactor engineering,
and plant analysis with regard to the safe operation of the unit. This individual
shall meet the qualifications specified by the Commission Policy Statement on
Engineering Expertise on Shift. The Watch Engineer position must be
manned only when in MODES 1, 2, 3, and 4 and during CORE
ALTERATIONS.
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5.3 Unit Staff Qualifications

5.3.1 Each member of the unit staff shall meet or exceed the minimum qualifications of ANSI
N18.1-1971 for comparable positions, except for the following:

a. The radiation protection manager shall meet or exceed the qualifications of
Regulatory Guide 1.8, September 1975; and

b. The operations manager shall meet or exceed the minimum qualifications of ANSI
N18.1-1971 except for the SRO license requirement which shall be in accordance
with Technical Specification 5.2.2.e.

5.3.2 For the purpose of 10 CFR 55.4, a licensed Senior Reactor Operator (SRO) and a licensed
reactor operator (RO) are those individuals who, in addition to meeting the requirements of
TS 5.3.1, perform the functions described in 10 CFR 50.54(m).
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5.4 Procedures

5.4.1 Written procedures shall be established, implemented, and maintained covering the
following activities:

a. The applicable requirements and recommendations of Sections 5.2 and 5.3 of
ANSI N18.7-1976 and Appendix A of Regulatory Guide 1.33, Revision 2
except as provided in the quality assurance program described or referenced
in the Updated FSAR;

b. The emergency operating procedures required to implement the requirements
of NUREG-0737 and NUREG-0737, Supplement 1, as stated in Generic
Letter 82-33;

c. Quality assurance for effluent and environmental monitoring;

d. Fire Protection Program implementation;

e. All programs specified in Technical Specification 5.5; and

f. Personnel radiation protection consistent with the requirements of 10 CFR 20.
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5.5 Programs and Manuals

The following programs shall be established, implemented, and maintained.

5.5.1 Offsite Dose Calculation Manual (ODCM)

a. The ODCM shall contain the methodology and parameters used in the
calculation of offsite doses resulting from radioactive gaseous and liquid
effluents, in the calculation of gaseous and liquid effluent monitoring alarm and
trip setpoints, and in the conduct of the radiological environmental monitoring
program, and

b. The ODCM shall also contain the radioactive effluent controls and radiological
environmental monitoring activities, and descriptions of the information that
should be included in the Annual Radiological Environmental Operating, and
Radioactive Effluent Release Reports required by Technical
Specification 5.6.2 and Technical Specification 5.6.3.

c. Licensee initiated changes to the ODCM:

1. Shall be documented and records of reviews performed shall be retained.
This documentation shall contain:

a. Sufficient information to support the change(s) together with the
appropriate analyses or evaluations justifying the change(s) and

b. A determination that the change(s) maintain the levels of radioactive
effluent control required by 10 CFR 20.1302, 40 CFR 190,
10 CFR 50.36a, and 10 CFR 50, Appendix I, and not adversely
impact the accuracy or reliability of effluent, dose, or setpoint
calculations,

2. Shall become effective after the approval of the plant manager, and

3. Shall be submitted to the NRC in the form of a complete, legible copy of
the entire ODCM as a part of or concurrent with the Radioactive Effluent
Release Report for the period of the report in which any change in the
ODCM was made. Each change shall be identified by markings in the
margin of the affected pages, clearly indicating the area of the page that
was changed, and shall indicate the date (i.e., month and year) the
change was implemented.
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5.5.2 Primary Coolant Sources Outside Containment

This program provides controls to minimize leakage from those portions of systems
outside containment that could contain highly radioactive fluids during a serious
transient or accident to levels as low as practicable. The systems include:

a. Residual Heat Removal System (RHR);

b. Chemical and Volume Control System (CVCS);

c. Safety Injection System (SIS);

d. Primary Sampling System (PSS) / Post Accident Sampling System (PASS)
(until such time that a modification eliminates the PASS as a potential leakage
path);

e. Post Accident Containment Air Sampling System (PACAS) (until such time
that a modification eliminates the PASS as a potential leakage path);

f. Post Accident Containment Vent System (PACVS);

g. Gaseous Waste Disposal System (WDS); and

h. Secondary Boiler Blowdown Purification System (SBBPS) High Pressure Test.

The program shall include the following:

a. Preventive maintenance and periodic visual inspection requirements and

b. Integrated leak test requirements for each system at least once per
24 months.

The provisions of SR 3.0.2 are applicable.

5.5.3 Radioactive Effluent Controls Program

This program conforms to 10 CFR 50.36a for the control of radioactive effluents and
for maintaining the doses to members of the public from radioactive effluents as low
as reasonably achievable. The program shall be contained in the ODCM, shall be
implemented by procedures, and shall include remedial actions to be taken
whenever the program limits are exceeded. The program shall include the following
elements:
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5.5.3 Radioactive Effluent Controls Program (continued)

a. Limitations on the functional capability of radioactive liquid and gaseous
monitoring instrumentation including surveillance tests and setpoint
determination in accordance with the methodology in the ODCM,

b. Limitations on the concentrations of radioactive material released in liquid
effluents to unrestricted areas, conforming to concentrations specified in
10 CFR Part 20, Appendix B, Table II, Column 2, for radionuclides other than
dissolved or entrained noble gases. For dissolved or entrained noble gases,
the concentration shall be limited to 2 x 104 microcuries/ml.

c. Monitoring, sampling, and analysis of radioactive liquid and gaseous effluents
in accordance with 10 CFR 20.1302 and with the methodology and
parameters in the ODCM,

d. Limitations on the annual and quarterly doses or dose commitment to a
member of the public from radioactive materials in liquid effluents released
from each unit to unrestricted areas, such that:

1. The dose or dose commitment during any calendar quarter is less than or
equal to 1.5 mrem to the total body and less than or equal to 5 mrem to
any organ, and

2. The dose or dose commitment during any calendar year is less than or
equal to 3 mrem to the total body and to less than or equal to 10 mrem to
any organ.

e. Determination of cumulative dose contributions from radioactive effluents for
the current calendar quarter and current calendar year in accordance with the
methodology and parameters in the ODCM at least every 31 days.
Determination of projected dose contributions from radioactive effluents in
accordance with the methodology in the ODCM at least every 31 days,

f. Limitations on the functional capability and use of the liquid and gaseous
effluent treatment systems to ensure that appropriate portions of these
systems are used to reduce releases of radioactivity when the projected doses
in a period of 31 days would exceed the following:

1. For liquid effluent treatment systems, projected dose due to liquid effluent
releases from each reactor unit would exceed 0.06 mrem to the total body
or 0.2 mrem to any organ, and
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5.5.3 Radioactive Effluent Controls Program (continued)

2. For gaseous effluent treatment systems, projected dose due to gaseous
effluent releases from each reactor unit would exceed 0.2 mrem for
gamma radiation and 0.4 mrem for beta radiation, and

3. For ventilation exhaust treatment systems, projected dose due to
gaseous effluent releases from each reactor unit would exceed 0.3 mrem
to any organ.

g. Limitations on the dose rate resulting from radioactive material released in
gaseous effluents from the site to areas at or beyond the site boundary shall
be in accordance with the following:

1. For noble gases: a dose rate < 500 mrem/yr to the whole body and a
dose rate < 3000 mrem/yr to the skin and

2. For iodine-131, tritium, and all radionuclides in particulate form with
half-lives greater than 8 days: a dose rate < 1500 mrem/yr to any organ,

h. Limitations on the annual and quarterly air doses resulting from noble gases
released in gaseous effluents from each unit to areas beyond the site
boundary, such that:

1. During any calendar quarter, the dose is less than or equal to 5 mrem to
the whole body from gamma radiation and less than or equal to 10 mrem
to the skin from beta radiation, and

2. During any calendar year: the dose is less than or equal to 10 mrem to
the whole body from gamma radiation and less than or equal to 20 mrem
to the skin from beta radiation.

i. Limitations on the annual and quarterly doses to a member of the public from
iodine-131, tritium, and all radionuclides in particulate form with half lives
> 8 days in gaseous effluents released from each unit to areas beyond the site
boundary, such that:

1. During any calendar quarter, the dose is less than or equal to 7.5 mrem
to any organ, and

2. During any calendar year: the dose is less than or equal to 15 mrem to
any organ.
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5.5.3 Radioactive Effluent Controls Program (continued)

j. Limitations on the annual dose or dose commitment to any member of the
public, beyond the site boundary, due to releases of radioactivity and to
radiation from uranium fuel cycle sources, to less than or equal to 25 mrem to
the total body or any organ, except the thyroid, which shall be limited to less
than or equal to 75 mrem.

The provisions of SR 3.0.2 and SR 3.0.3 are applicable to the Radioactive Effluent
Controls Program surveillance frequency.

5.5.4

5.5.5

Comoonent Cyclic or Transient Limit

This program provides controls to track the UFSAR, Section 4.1, cyclic and transient
occurrences to ensure that components are maintained within the design limits.

Reactor Coolant Pump Flywheel Inspection Program

This program shall provide for the inspection of each reactor coolant pump flywheel
using ultrasonic methods. The program shall include inspection frequencies and
acceptance criteria. The inspection frequency will ensure that each reactor coolant
pump flywheel was inspected during one of the four most recent refueling outages.

Inservice Testing Program

This program provides controls for inservice testing of ASME Code Class 1, 2, and 3
components. The program shall include the following:

a. Testing frequencies specified in Section Xl of the ASME Boiler and Pressure
Vessel Code and applicable Addenda as follows:

5.5.6

ASME Boiler and Pressure
Vessel Code and applicable
Addenda terminology for
inservice testing activities

Required Frequencies for
performing inservice testing
activities

Weekly
Monthly
Quarterly or every 3 months
Semiannually or every 6 months
Every 9 months
Yearly or annually
Biennially or every 2 years

At least once per 7 days
At least once per 31 days
At least once per 92 days
At least once per 184 days
At least once per 276 days
At least once per 366 days
At least once per 731 days
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5.5.6 Inservice Testing Program (continued)

b. The provisions of SR 3.0.2 are applicable to the above required Frequencies
for performing inservice testing activities,

c. The provisions of SR 3.0.3 are applicable to inservice testing activities, and

d. Nothing in the ASME Boiler and Pressure Vessel Code shall be construed to
supersede the requirements of any TS.

5.5.7 Steam Generator (SG) Tube Surveillance Program

This program assures the continued integrity of the steam generator tubes that are a
part of the primary coolant pressure boundary. Steam generator tubes shall be
determined OPERABLE by the following inspection program and corrective
measures:

a. Definitions

1. Imperfection is a deviation from the dimension, finish, or contour
required by drawing or specification.

2. Deformation is a deviation from the initial circular cross-section of the
tubing. Deformation includes the deviation from the initial circular
cross-section known as denting.

3. Degradation means service-induced cracking, wastage, pitting, wear or
corrosion (i.e., service-induced imperfections).

4. Degraded Tube is a tube that contains imperfections caused by
degradation large enough to be reliably detected by eddy current
inspection. This is considered to be 20% degradation.

5. % Degradation is an estimated % of the tube wall thickness affected or
removed by degradation.

6. Defect is a degradation of such severity that it exceeds the plugging
limit. A tube containing a defect is defective.

7. Plugging Limit is the degradation depth at or beyond which the tube
must be plugged or repaired.

8. Hot-Leg Tube Examination is an examination of the hot-leg side tube
length. This shall include the length from the point of entry at the hot-leg
tube sheet around the U-bend to the top support of the cold leg.
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5.5.7 Steam Generator (SG) Tube Surveillance Program (continued)

9. Cold-Leg Tube Examination is an examination of the cold-leg side tube
length. This shall include the tube length between the top support of the
cold leg and the face of the cold-leg tube sheet.

b. Extent and Frequency of Examination

1. Steam generator examinations shall be conducted not less than
12 months nor later than twenty four calendar months after the previous
examination.

2. Scheduled examinations shall include each of the four steam generators
in service.

3. Unscheduled steam generator examinations shall be required in the
event there is a primary to secondary leak exceeding technical
specifications, a seismic occurrence greater than an operating basis
earthquake, a loss-of-coolant accident requiring actuation of engineered
safeguards, or a major steamline or feedwater line break.

4. Unscheduled examinations may include only the steam generator(s)
affected by the leak or other occurrence.

c. Basic Sample Selection and Examination

1. At least 12% of the tubes in each steam generator to be examined shall
be subjected to a hot-leg examination.

2. At least 25% of the tubes inspected in Technical Specification 5.5.7.c.1
above shall be subjected to a cold-leg examination.

3. Tubes selected for examination shall include, but not be limited to, tubes
in areas of the tube bundle in which degradation has been reported,
either at Indian Point 2 in prior examinations, or at other utilities with
similar steam generators.

4. Examination shall be by eddy current techniques as specified by the
steam generator examination program submitted to the NRC in
accordance with Technical Specification 5.5.7. In all cases, a probe with
at least a 610-mil diameter shall be used.
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5.5.7 Steam Generator (SG) Tube Surveillance Program (continued)

d. Additional Examination Criteria (Degradation)

1. If 5% or more of the tubes examined in a steam generator exhibit
degradation or if any of the tubes examined in a steam generator are
defective, additional examinations shall be required as specified in
Table 5.5-1

2. Tubes for additional examination shall be selected from the affected area
of the tube array and the examination may be limited to that region of the
tube where degradation or defective tube(s) were detected.

3. The second and third sample inspections in Table 5.5-1 may be limited
to the partial tube inspection only, concentrating on tubes in the areas of
the tube sheet array and on the portion of the tube where tubes with
imperfections were found.

e. Acceptance Criteria and Corrective Action

1. Tubes shall be considered acceptable for continued service if:

a. depth of degradation is less than 40% of the tube wall thickness,
and

b. the tube will permit passage of a 0.610" diameter probe

2. Tubes that are not considered acceptable for continued service shall be
plugged or repaired.

f. Reports and Review

1. The proposed steam generator examination program shall be submitted
for NRC staff review at least 60 days prior to each scheduled
examination.

2. The results of each steam generator examination shall be submitted to
NRC within 45 days after the completion of the examination. A
significant increase in the rate of denting or significant change in steam
generator condition shall be reportable immediately.

3. Restart after the scheduled steam generator examination need not be
subject to NRC approval.
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5.5.8 Secondary Water ChemistrV Program

This program provides controls for monitoring secondary water chemistry to inhibit
SG tube degradation. The program shall include:

a. Identification of a sampling schedule for the critical variables and control points
for these variables,

b. Identification of the procedures used to measure the values of the critical
variables,

c. Identification of process sampling points.

d. Procedures for the recording and management of data,

e. Procedures defining corrective actions for all off control point chemistry
conditions, and

f. A procedure identifying the authority responsible for the interpretation of the
data and the sequence and timing of administrative events, which is required
to initiate corrective action.

5.5.9 Ventilation Filter Testing Program (VFTP)

A program shall be established to implement the following required testing of the
Control Room Ventilation System (CRVS) in accordance with Regulatory Guide
1.52, Revision 2, March 1978, and ANSI N510-1975. Tests described in Technical
Specifications 5.5.9.a, 5.5.9.b, 5.5.9.c and 5.5.9.d shall be performed:

1) Within 31 days after 720 hours of charcoal adsorber operation since the last
test (requires performance of 5.5.9.c only);

2) After 24 months of standby service;

3) After each complete or partial replacement of the HEPA filter train or
charcoal adsorber filter;

4) After any structural maintenance on the system housing that could alter
system integrity; and

5) After painting, fire, or chemical release in any ventilation zone
communicating with the system while it is in operation.
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5.5.9 Ventilation Filter Testing Program (VFTP) (continued)

The provisions of SR 3.0.2 and SR 3.0.3 are applicable to the Ventilation Filter
Testing Program.

The Required testing shall:

a. Demonstrate that an inplace test of the high efficiency particulate air (HEPA)
filters shows a penetration and system bypass < 0.05% when tested in
accordance with Regulatory Position C.5.c of Regulatory Guide 1.52, Revision
2, March 1978, and ANSI N510-1975, while operating the system at ambient
conditions and at a flow rate of 2000 cfm ±10%.

b. Demonstrate that an inplace test of the charcoal adsorber shows a penetration
and system bypass < 0.05% when tested in accordance with Regulatory
Position C.5.d of Regulatory Guide 1.52, Revision 2, March 1978, and ANSI
N510-1975, while operating the system at ambient conditions and at a flow
rate of 2000 cfm ±10%.

c. Demonstrate that a laboratory test of a sample of the charcoal adsorber, when
obtained as described in Regulatory Position C.6.b of Regulatory Guide 1.52,
Revision 2, shows the methyl iodide penetration less than 5.0% when tested in
accordance with ASTM D3803-1989 at a temperature of 300C (860F) and a
relative humidity of 95%, and a face velocity of 0.203 m/sec (40 ft/min).

d. Demonstrate that the pressure drop across the combined HEPA filters, the
prefilters, and the charcoal adsorbers is less than 6 inches water gauge when
tested in accordance with Regulatory Guide 1.52, Revision 2, and N510-1975
at the system flowrate of 2000 cfm (± 10%).

5.5.10 Explosive Gas and Storage Tank Radioactivity Monitoring Program

This program provides controls for potentially explosive gas mixtures contained in
the Waste Gas Holdup System, the quantity of radioactivity contained in gas storage
tanks, and the quantity of radioactivity contained in unprotected outdoor liquid
storage tanks. The gaseous radioactivity quantities shall be determined following
the methodology in Branch Technical Position (BTP) ETSB 11-5, "Postulated
Radioactive Release due to Waste Gas System Leak or Failure.' The liquid
radwaste quantities shall be determined in accordance with Standard Review Plan,
Section 15.7.3, "Postulated Radioactive Release due to Tank Failures."
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5.5.10 Explosive Gas and Storage Tank Radioactivity Monitoring Program (continued)

The program shall include:

a. The limits for concentrations of hydrogen and oxygen in the Waste Gas
Holdup System and a surveillance program to ensure the limits are
maintained. Such limits shall be appropriate to the system's design criteria
(i.e., whether or not the system is designed to withstand a hydrogen
explosion),

b. A surveillance program to ensure that the quantity of radioactivity contained in
each gas storage tank is less than the amount that would result in a whole
body exposure of 2 0.5 rem to any individual in an unrestricted area, in the
event of an uncontrolled release of the tanks' contents, and

c. A surveillance program to ensure that the quantity of radioactivity contained in
all outdoor liquid radwaste tanks that are not surrounded by liners, dikes, or
walls, capable of holding the tanks' contents and that do not have tank
overflows and surrounding area drains connected to the Liquid Radwaste
Treatment System is less than the amount that would result in concentrations
less than the limits of 10 CFR 20, Appendix B, Table 2, Column 2, at the
nearest potable water supply and the nearest surface water supply in an
unrestricted area, in the event of an uncontrolled release of the tanks'
contents.

The provisions of SR 3.0.2 and SR 3.0.3 are applicable to the Explosive Gas and
Storage Tank Radioactivity Monitoring Program surveillance frequencies.

5.5.11 Diesel Fuel Oil Testing Proqram

A diesel fuel oil testing program to implement required testing of both new fuel oil
and stored fuel oil shall be established for the onsite DG fuel oil storage tanks
and the DG reserve fuel oil storage tanks. The program shall include sampling
and testing requirements, and acceptance criteria, all in accordance with
applicable ASTM Standards. The purpose of the program is to establish the
following:

a. Verification of the acceptability of new fuel oil for use prior to addition to
the DG fuel oil onsite storage tanks by determining that the fuel oil has:

1. Relative density within the limits of 0.83 to 0.89;

2. Kinematic viscosity within the limits of 1.8 to 5.8; and
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5.5.11 Diesel Fuel Oil Testing Program (continued)

3. A clear and bright appearance with proper color.

b.1 Verification of the acceptability of the fuel oil in the onsite storage tanks
and the reserve storage tanks every 92 days by verifying that the
properties of the fuel oil in the tanks, other than those addressed in item
a, are within limits for ASTM 2D fuel oil. The sampling technique for the
reserve storage tanks may deviate from ASTM D270-1975 in that only a
bottom sample is required; or

b.2 Verification of the acceptability of each new fuel addition made
subsequent to the last verification made in accordance with item b.1 by
verifying, within 31 days following the addition, that the properties of the
new fuel oil, other than those properties addressed in item a, are within
limits for ASTM 2D fuel oil.

c. Verification every 92 days that total particulate concentration of the fuel oil
in the onsite and reserve storage tanks is less than or equal to 10 mg/l
when tested in accordance with ASTM D-2276, Method A-2 or A-3. The
sampling technique for the reserve storage tanks may deviate from ASTM
D270-1975 in that only a bottom sample is required.

The provisions of SR 3.0.2 and SR 3.0.3 are applicable to the Diesel Fuel Oil
Testing Program testing frequencies.

5.5.12 Technical Specifications (TS) Bases Control Program

This program provides a means for processing changes to the Bases of these
Technical Specifications.

a. Changes to the Bases of the TS shall be made under appropriate
administrative controls and reviews.

b. Licensees may make changes to Bases without prior NRC approval provided
the changes do not require either of the following:

1. A change in the TS incorporated in the license or

2. A change to the updated UFSAR or Bases that requires NRC approval
pursuant to 10 CFR 50.59.

c. The Bases Control Program shall contain provisions to ensure that the Bases
are maintained consistent with the UFSAR.
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5.5.12 Technical Specifications (TS) Bases Control Program (continued)

d. Proposed changes that meet the criteria of Technical Specification 5.5.12b
above shall be reviewed and approved by the NRC prior to implementation.
Changes to the Bases implemented without prior NRC approval shall be
provided to the NRC on a frequency consistent with 10 CFR 50.71 (e).

5.5.13 Safety Function Determination Program (SFDP)

This program ensures loss of safety function is detected and appropriate actions
taken. Upon entry into LCO 3.0.6, an evaluation shall be made to determine if loss
of safety function exists. Additionally, other appropriate actions may be taken as a
result of the support system inoperability and corresponding exception to entering
supported system Condition and Required Actions. This program implements the
requirements of LCO 3.0.6. The SFDP shall contain the following:

a. Provisions for cross train checks to ensure a loss of the capability to perform
the safety function assumed in the accident analysis does not go undetected,

b. Provisions for ensuring the plant is maintained in a safe condition if a loss of
function condition exists,

c. Provisions to ensure that an inoperable supported system's Completion Time
is not inappropriately extended as a result of multiple support system
inoperabilities, and

d. Other appropriate limitations and remedial or compensatory actions.

A loss of safety function exists when, assuming no concurrent single failure, and
assuming no concurrent loss of offsite power, or no concurrent loss of onsite diesel
generator(s), a safety function assumed in the accident analysis cannot be
performed. For the purpose of this program, a loss of safety function may exist
when a support system is inoperable, and:

a. A required system redundant to the system(s) supported by the inoperable
support system is also inoperable, or

b. A required system redundant to the system(s) in turn supported by the
inoperable supported system is also inoperable, or

c. A required system redundant to the support system(s) for the supported
systems (a) and (b) above is also inoperable.
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5.5.13 Safety Function Determination Program (SFDP) (continued)

The SFDP identifies where a loss of safety function exists. If a loss of safety
function is determined to exist by this program, the appropriate Conditions and
Required Actions of the LCO in which the loss of safety function exists are required
to be entered. When a loss of safety function is caused by the inoperability of a
single Technical Specification support system, the appropriate Conditions and
Required Actions to enter are those of the support system.

5.5.14 Containment Leakage Rate Testing Program

a. A program shall establish the leakage rate testing of the containment as
required by 10 CFR 50.54(o) and 10 CFR 50, Appendix J Option B as
modified by approved exemptions. This program shall be in accordance with
the guidelines contained in Regulatory Guide 1.163, "Performance-Based
Containment Leak-Test Program," dated September, 1995, as modified by the
following exception:

The Type A testing frequency specified in NEI 94-01, paragraph 9.2.3,
as at-least-once-per-1 0 years based on acceptable performance history
is changed to allow a Type A testing frequency of
at-least-once-per-15 years based on acceptable performance history.
This is a one-time-only exception that applies only for the interval
following the Type A test performed in June 1991.

b. The calculated peak containment internal pressure for the design basis loss of
coolant accident, P is assumed to be the containment design pressure of
47 psig.

c. The maximum allowable containment leakage rate, L., at P, and 271OF shall
be 0.1% of containment steam air weight per day.

d. Leakage rate acceptance criteria:

1. Containment leakage rate acceptance criterion is 1.0 La. During the first
unit startup following testing in accordance with this program, the
leakage rate acceptance criteria are < 0.60 La for the Type B and C tests
and • 0.75 La for Type A tests.

2. Air lock testing acceptance criteria shall be established to ensure that
limits for Type B and C testing in Technical Specification 5.5.14.d.1 are
met.
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5.5.14 Containment Leakage Rate Testing Program (continued)

3. Isolation Valve Seal Water System leakage rate acceptance criteria is
S 14,700 cc/hour.

e. Acceptance criterion for leakage into containment from isolation valves sealed
with the service water system is 0.36 gpm per fan cooler unit when
pressurized at 2 1.1 Pa. This limit protects the internal recirculation pumps
from flooding during the 12-month period of post accident recirculation.

f. The provisions of SR 3.0.3 are applicable to the Containment Leakage Rate
Testing Program.

g. Nothing in these Technical Specifications shall be construed to modify the
testing Frequencies required by 10 CFR 50, Appendix J.

5.5.15 Battery Monitorinq and Maintenance Program

This program provides for battery restoration and maintenance, based on the
recommendations of IEEE Standard 450-1995, IEEE Recommended Practice for
Maintenance, Testing, and Replacement of Vented Lead-Acid Batteries for
Stationary Applications," or of the battery manufacturer including the following:

a. Actions to restore battery cells with float voltage < 2.13 V, and

b. Actions to equalize the test battery cells that had been discovered with
electrolyte level below the minimum established design limit.
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Table 5.5-1 (Page 1 of 2)
Steam Generator Tube Inspection

First Sample Inspection Second Sample Inspection Third Sample Inspection

Minimum Size Result Action Result Action Result Action
C-1I --- ---------- - None

required.
Plug or repair C-1I -- - - None
defective tubes. required.

12% tubes per C-2 Inspect additional C-2 Plug or repair defective C-1- None
steam 6% tubes in this tubes. Inspect ____required.

generator hot S.G. additional 12% tubes in C-2-> Plug or
leg plus 3% this S.G. repair
tubes per defective
steam tubes.
generator cold C-3-> Go to first
leg sample.

C-3 action.
C-3 Go to first sample.

C-3 action.
Inspect all tubes All other
this S.G. Plug or S.G.s
repair defective C-I -- - None
tubes. required.

C-3 Some Go to second sample.
S.G.s 0-2 action.
C-2 but
no add'l
C-3

Inspect 6% tubes
in each other
S.G. if not
included in the
examination
program . _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _

Add'I Inspect all tubes in all - > Report to
S.G. 0-3 S.G.s. Plug or repairs NRC. NRC

defective tubes. approval
req'd prior

_ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ to s ta rtu p .

INDIAN POINT 2 5.5 - 16 INDIAN POINT 2 5.5-16 ~~~Amendment No. 238



Programs and Manuals
5.5

Table 5.5-1 (Page 2 of 2)
Steam Generator Tube Inspection

Category C-1

Category C-2

Less than 5% of the total tubes inspected are degraded tubes and none of them is
defective.

One or more of the total tubes inspected is defective but less than 1% of the tubes
inspected are defective and less than 10% of the tubes inspected are degraded
tubes.

Category C-3 More than 10% of the total inspected are degraded or more than 1% of the tubes
inspected are defective.
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5.0 ADMINISTRATIVE CONTROLS

5.6 Reporting Requirements

The following reports shall be submitted in accordance with 10 CFR 50.4.

5.6.1 Occupational Radiation Exposure Report

- NOTE -
A single submittal may be made for a multiple unit station. The submittal should
combine sections common to all units at the station.

A tabulation on an annual basis of the number of station, utility, and other personnel
(including contractors), for whom monitoring was performed, receiving an annual
deep dose equivalent > 100 mrems and the associated collective deep dose
equivalent (reported in person - rem) according to work and job functions (e.g.,
reactor operations and surveillance, inservice inspection, routine maintenance,
special maintenance, waste processing, and refueling). This tabulation supplements
the requirements of 10 CFR 20.2206. The dose assignments to various duty
functions may be estimated based on pocket ionization chamber,
thermoluminescence dosimeter (TLD), electronic dosimeter, or film badge
measurements. Small exposures totaling < 20 percent of the individual total dose
need not be accounted for. In the aggregate, at least 80 percent of the total deep
dose equivalent received from external sources should be assigned to specific major
work functions. The report covering the previous calendar year shall be submitted
by April 30 of each year.

5.6.2 Annual Radiological Environmental Operating Report

- NOTE -
A single submittal may be made for a multiple unit station. The submittal should
combine sections common to all units at the station.

The Annual Radiological Environmental Operating Report covering the operation of
the unit during the previous calendar year shall be submitted by May 15 of each
year. The report shall include summaries, interpretations, and analyses of trends of
the results of the Radiological Environmental Monitoring Program for the reporting
period. The material provided shall be consistent with the objectives outlined in the
Offsite Dose Calculation Manual (ODCM), and in 10 CFR 50, Appendix I,
Sections IV.B.2, IV.B.3, and IV.C.

A full listing of the information to be contained in the Annual Radiological
Environmental Operating Report is provided in the ODCM.
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5.6.3 Radioactive Effluent Release Report

- NOTE -
A single submittal may be made for a multiple unit station. The submittal shall
combine sections common to all units at the station; however, for units with separate
radwaste systems, the submittal shall specify the releases of radioactive material
from each unit.

The Radioactive Effluent Release Report covering the operation of the unit in the
previous year shall be submitted prior to May 1 of each year in accordance with
10 CFR 50.36a. The report shall include a summary of the quantities of radioactive
liquid and gaseous effluents and solid waste released from the unit. The material
provided shall be consistent with the objectives outlined in the ODCM and Process
Control Program and in conformance with 10 CFR 50.36a and 10 CFR Part 50,
Appendix I, Section IV.B.1.

5.6.4 Monthly Operating Reports

Routine reports of operating statistics and shutdown experience shall be submitted
on a monthly basis no later than the 15th of each month following the calendar
month covered by the report.

5.6.5 CORE OPERATING LIMITS REPORT (COLR)

a. Core operating limits shall be established prior to each reload cycle, or prior to
any remaining portion of a reload cycle, and shall be documented in the COLR
for the following:

1. Technical Specification 2.1, Safety Limits (SL);

2. Technical Specification 3.1.1, SHUTDOWN MARGIN (SDM);

3. Technical Specification 3.1.3, Moderator Temperature Coefficient
(MTC);

4. Technical Specification 3.1.5, Shutdown Bank Insertion Limits;

5. Technical Specification 3.1.6, Control Bank Insertion Limits;

6. Technical Specification 3.2.1, Heat Flux Hot Channel Factor (FO(Z));

7. Technical Specification 3.2.2, Nuclear Enthalpy Rise Hot Channel
Factor;
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5.6.5 CORE OPERATING LIMITS REPORT (COLR) (continued)

8. Technical Specification 3.2.3, Axial Flux Difference (AFD);

9. Technical Specification 3.3.1, Reactor Protection System
Instrumentation;

10. Technical Specification 3.4.1, RCS Pressure, Temperature, and Flow
Departure from Nucleate Boiling (DNB) Limits; and

11. Technical Specification 3.9.1, Boron Concentration.

b. The analytical methods used to determine the core operating limits shall be
those previously reviewed and approved by the NRC, specifically those
described in the following documents:

1. WCAP-9272-P-A, 'Westinghouse Reload Safety Evaluation
Methodology," July 1985;

2. WCAP-8385, Power Distribution Control and Load Following
Procedures - Topical Report", September 1974;

3. T.M. Anderson to K. Kniel (NRC) January 31, 1980 - Attachment:
Operation and Safety Analysis Aspects of an Improved Load Follow
Package;

4. NUREG-0800, Standard Review Plan, US Nuclear Regulatory
Commission, Section 4.3, Nuclear Design, July 1981, including Branch
Technical Position CPB 4.3-1,Westinghouse Constant Axial Offset
Control (CAOC), Rev. 2, July 1981;

5. WCAP-10266-P-A Rev. 2, "The 1981 Version of Westinghouse
Evaluation Model Using Bash Code", March 1987; and

6. WCAP-1 2945-P, Westinghouse "Code Qualification Document for Best
Estimate LOCA Analyses", July, 1996.

7. Caldon, Inc. Engineering Report-80P, Improving Thermal Power
Accuracy and Plant Safety While Increasing Operating Power Level
Using the LEFM System," Revision 0, March 1997, and Caldon, Inc.
Engineering Report-1 60P, "Supplement to Topical Report ER-80P: Basis
for a Power Uprate With the LEFM System," Revision 0, May 2000.
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5.6 Reporting Requirements
5.6.5 CORE OPERATING LIMITS REPORT (COLR) (continued)

c. The core operating limits shall be determined such that all applicable limits
(e.g., fuel thermal mechanical limits, core thermal hydraulic limits, Emergency
Core Cooling Systems (ECCS) limits, nuclear limits such as SDM, transient
analysis limits, and accident analysis limits) of the safety analysis are met.

d. The COLR, including any midcycle revisions or supplements, shall be provided
to the NRC upon issuance for each reload cycle.

5.6.6 Post Accident Monitorinq Report

When a report is required by Condition B or F of LCO 3.3.3, "Post Accident
Monitoring (PAM) Instrumentation," a report shall be submitted within the following
14 days. The report shall outline the preplanned alternate method of monitoring, the
cause of the inoperability, and the plans and schedule for restoring the
instrumentation channels of the Function to OPERABLE status.

5.6.7 Steam Generator Tube Inspection Report

If the results of the steam generator inspection indicate greater than 1% of the
inspected tubes in any steam generator exceed the repair criteria in accordance
with the requirements of the Steam Generator Program, a Special Report shall
be submitted within 120 days after the initial entry into MODE 4 following
completion of the inspection. The report shall summarize:

a) The scope of inspections performed on each steam generator inspected
in the affected unit during the current outage,

b) Active degradation mechanisms found,

c) NDE techniques utilized for each degradation mechanism,

d) Location, orientation (if linear) and measured sizes (if available) of service
induced indications,

e) Number of tubes plugged or repaired during the inspection outage for
each active degradation mechanism,

f) Repair method utilized and the number of tubes repaired by each repair
method,

g) Total number and percentage of tubes plugged and/or repaired to date,
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5.6.7 Steam Generator Tube Inspection Report (continued)

h) The effective plugging percentage for all plugging and tube repairs in
each steam generator, and

i) The results of condition monitoring including the results of tube pulls and in-
situ testing.
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Reactor Core SLs
B 2.1.1

B 2.0 SAFETY LIMITS (SLs)

B 2.1.1 Reactor Core SLs

BASES

BACKGROUND GDC 10 (Ref. 1) requires that specified acceptable fuel design limits are not
exceeded during steady state operation, normal operational transients, and
anticipated operational occurrences (AOOs). This is accomplished by
having a departure from nucleate boiling (DNB) design basis, which
corresponds to a 95% probability at a 95% confidence level (the 95/95 DNB
criterion) that DNB will not occur and by requiring that fuel centerline
temperature stays below the melting temperature.

The restrictions of this SL prevent overheating of the fuel and cladding, as
well as possible cladding perforation, that would result in the release of
fission products to the reactor coolant. Overheating of the fuel is prevented
by maintaining the steady state peak linear heat rate (LHR) below the level
at which fuel centerline melting occurs. Overheating of the fuel cladding is
prevented by restricting fuel operation to within the nucleate boiling regime,
where the heat transfer coefficient is large and the cladding surface
temperature is slightly above the coolant saturation temperature.

Fuel centerline melting occurs when the local LHR, or power peaking, in a
region of the fuel is high enough to cause the fuel centerline temperature to
reach the melting point of the fuel. Expansion of the pellet upon centerline
melting may cause the pellet to stress the cladding to the point of failure,
allowing an uncontrolled release of activity to the reactor coolant.

Operation above the boundary of the nucleate boiling regime could result in
excessive cladding temperature because of the onset of DNB and the
resultant sharp reduction in heat transfer coefficient. Inside the steam film,
high cladding temperatures are reached, and a cladding water (zirconium
water) reaction may take place. This chemical reaction results in oxidation
of the fuel cladding to a structurally weaker form. This weaker form may
lose its integrity, resulting in an uncontrolled release of activity to the reactor
coolant.

The proper functioning of the Reactor Protection System (RPS) and steam
generator safety valves prevents violation of the reactor core SLs.

APPLICABLE
SAFETY
ANALYSES

The fuel cladding must not sustain damage as a result of normal operation
and AOOs. The reactor core SLs are established to preclude violation of the
following fuel design criteria:
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B 2.1.1

BASES
APPLICABLE SAFETY ANALYSES (continued)

a. There must be at least 95% probability at a 95% confidence level (the
95/95 DNB criterion) that the hot fuel rod in the core does not
experience DNB and

b. The hot fuel pellet in the core must not experience centerline fuel
melting.

The Reactor Protection System allowable value, in combination with all the
LCOs, are designed to prevent any anticipated combination of transient
conditions for Reactor Coolant System (RCS) temperature, pressure, RCS
Flow, Al, and THERMAL POWER level that would result in a departure from
nucleate boiling ratio (DNBR) of less than the DNBR limit and preclude the
existence of flow instabilities.

Automatic enforcement of these reactor core SLs is provided by the
appropriate operation of the RPS and the steam generator safety valves.

The SLs represent a design requirement for establishing the RPS trip
setpoints identified previously. LCO 3.4.1, "RCS Pressure, Temperature,
and Flow Departure from Nucleate Boiling (DNB) Limits," or the assumed
initial conditions of the safety analyses (as indicated in the UFSAR, Ref. 2)
provide more restrictive limits to ensure that the SLs are not exceeded.

SAFETY LIMITS The figure provided in the COLR shows the loci of points of THERMAL
POWER, RCS pressure, and average temperature for which the minimum
DNBR is not less than the safety analyses limit, that fuel centerline
temperature remains below melting, that the average enthalpy in the hot leg
is less than or equal to the enthalpy of saturated liquid, or that the exit quality
is within the limits defined by the DNBR correlation.

The reactor core SLs are established to preclude violation of the following
fuel design criteria:

a. There must be at least a 95% probability at a 95% confidence level
(the 95/95 DNB criterion) that the hot fuel rod in the core does not
experience DNB and

b. There must be at least a 95% probability at a 95% confidence level
that the hot fuel pellet in the core does not experience centerline fuel
melting.
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B 2.1.1

BASES
SAFETY LIMITS (continued)

The reactor core SLs are used to define the various RPS functions such that
the above criteria are satisfied during steady state operation, normal
operational transients, and anticipated operational occurrences (AOOs). To
ensure that he RPS precludes the violation of the above criteria, additional
criteria are applied to the Overtemperature and Overpower AT reactor trip
functions. That is, it must be demonstrated that the average enthalpy in the
hot leg is less than or equal to the saturation enthalpy and the core exit
quality is within the limits defined by the DNBR correlation. Appropriate
functioning of the RPS ensures that for variations in the THERMAL POWER,
RCS Pressure, RCS average temperature, RCS flow rate, and Al that the
reactor core SLs will be satisfied during steady state operation, normal
operational transients, and A0Os.

APPLICABILITY SL 2.1.1 only applies in MODES 1 and 2 because these are the only
MODES in which the reactor is critical. Automatic protection functions are
required to be OPERABLE during MODES 1 and 2 to ensure operation
within the reactor core SLs. The steam generator safety valves or automatic
protection actions serve to prevent RCS heatup to the reactor core SL
conditions or to initiate a reactor trip function, which forces the unit into
MODE 3. Setpoints for the reactor trip functions are specified in LCO 3.3.1,
"Reactor Protection System (RPS) Instrumentation." In MODES 3, 4, 5,
and 6, Applicability is not required since the reactor is not generating
significant THERMAL POWER.

SAFETY LIMIT The following SL violation responses are applicable to the reactor core SLs.
VIOLATIONS If SL 2.1.1 is violated, the requirement to go to MODE 3 places the unit in a

MODE in which this SL is not applicable.

The allowed Completion Time of 1 hour recognizes the importance of
bringing the unit to a MODE of operation where this SL is not applicable, and
reduces the probability of fuel damage.

REFERENCES 1. 10 CFR 50, Appendix A, GDC 10.

2. UFSAR, Section 3.2.
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RCS Pressure SL
B 2.1.2

B 2.0 SAFETY LIMITS (SLs)

B 2.1.2 Reactor Coolant System (RCS) Pressure SL

BASES

BACKGROUND The SL on RCS pressure protects the integrity of the RCS against
overpressurization. In the event of fuel cladding failure, fission products are
released into the reactor coolant. The RCS then serves as the primary
barrier in preventing the release of fission products into the atmosphere. By
establishing an upper limit on RCS pressure, the continued integrity of the
RCS is ensured. According to 10 CFR 50, Appendix A, GDC 14, "Reactor
Coolant Pressure Boundary," and GDC 15, "Reactor Coolant System
Design" (Ref. 1), the reactor coolant pressure boundary (RCPB) design
conditions are not to be exceeded during normal operation and anticipated
operational occurrences (AOOs). Also, in accordance with GDC 28,
"Reactivity Limits" (Ref. 1), reactivity accidents, including rod ejection, do not
result in damage to the RCPB greater than limited local yielding.

The design pressure of the RCS is 2485 psig. During normal operation and
A0Os, RCS pressure is limited from exceeding the design pressure by more
than 10%, in accordance with Section III of the ASME Code (Ref. 2). To
ensure system integrity, all RCS components are hydrostatically tested at
125% of design pressure, according to the ASME Code requirements prior
to initial operation when there is no fuel in the core. Following inception of
unit operation, RCS components shall be pressure tested, in accordance
with the requirements of ASME Code, Section Xl (Ref. 3).

Overpressurization of the RCS could result in a breach of the RCPB. If such
a breach occurs in conjunction with a fuel cladding failure, fission products
could enter the containment atmosphere, raising concerns relative to limits
on radioactive releases specified in 10 CFR 50.67, "Accident Source Term"
(Ref. 4).

APPLICABLE
SAFETY
ANALYSES

The RCS pressurizer safety valves, the main steam safety valves (MSSVs),
and the reactor high pressure trip have settings established to ensure that
the RCS pressure SL will not be exceeded.

The RCS pressurizer safety valves are sized to prevent system pressure
from exceeding the design pressure by more than 10%, as specified in
Section III of the ASME Code for Nuclear Power Plant Components (Ref. 2).
The transient that establishes the required relief capacity, and hence valve
size requirements and lift settings, is a complete loss of external load without
a direct reactor trip. During the transient, no control actions are assumed,
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APPLICABLE SAFETY ANALYSES (continued)

except that the safety valves on the secondary plant are assumed to open
when the steam pressure reaches the secondary plant safety valve settings,
and nominal feedwater supply is maintained.

The Reactor Protection System allowable values, together with the settings
of the MSSVs, provide pressure protection for normal operation and A0Os.
The reactor high pressure allowable value is specifically set to provide
protection against overpressurization (Ref. 5). The safety analyses for both
the high pressure trip and the RCS pressurizer safety valves are performed
using conservative assumptions relative to pressure control devices.

More specifically, no credit is taken for operation of any of the following:

a. Pressurizer power operated relief valves (PORVs),

b. Atmospheric Dump Valves (ADVs),

c. Steam Dump System,

d. Rod Control System,

e. Pressurizer Level Control System, or

f. Pressurizer spray valve.

SAFETY LIMITS The maximum transient pressure allowed in the RCS pressure vessel under
the ASME Code, Section III, is 110% of design pressure. The maximum
transient pressure allowed in the RCS piping, valves, and fittings under
USAS, Section B31.1 (Ref. 6) is 120% of design pressure. The most limiting
of these two allowances is the 110% of design pressure; therefore, the SL
on maximum allowable RCS pressure is 2735 psig.

APPLICABILITY SL 2.1.2 applies in MODES 1, 2, 3, 4, and 5 and in MODE 6 when the
reactor vessel head is on because this SL could be approached or exceeded
in these MODES due to overpressurization events. The SL is not applicable
in MODE 6 because when the reactor vessel head is removed the RCS can
not be pressurized.
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SAFETY LIMIT If the RCS pressure SL is violated when the reactor is in MODE 1 or 2, the
VIOLATIONS requirement is to restore compliance and be in MODE 3 within 1 hour.

Exceeding the RCS pressure SL may cause immediate RCS failure and
create a potential for radioactive releases in excess of 10 CFR 50.67,
"Accident Source Term," limits (Ref. 4).

The allowable Completion Time of 1 hour recognizes the importance of
reducing power level to a MODE of operation where the potential for
challenges to safety systems is minimized.

If the RCS pressure SL is exceeded in MODE 3, 4, 5 or 6, RCS pressure
must be restored to within the SL value within 5 minutes. Exceeding the
RCS pressure SL in MODE 3, 4, 5 or 6 is more severe than exceeding this
SL in MODE 1 or 2, since the reactor vessel temperature may be lower and
the vessel material, consequently, less ductile. As such, pressure must be
reduced to less than the SL within 5 minutes. The action does not require
reducing MODES, since this would require reducing temperature, which
would compound the problem by adding thermal gradient stresses to the
existing pressure stress.

REFERENCES 1. 10 CFR 50, Appendix A, GDC 14, GDC 15, and GDC 28.

2. ASME, Boiler and Pressure Vessel Code, Section II,
Article NB-7000.

3. ASME, Boiler and Pressure Vessel Code, Section Xl,
Article IWX-5000.

4. 10 CFR 50.67.

5. UFSAR, Section 7.2.

6. USAS B31.1, Standard Code for Pressure Piping, American Society
of Mechanical Engineers, 1967.
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B 3.0 LIMITING CONDITION FOR OPERATION (LCO) APPLICABILITY

BASES

LCOs LCO 3.0.1 through LCO 3.0.7 establish the general requirements applicable
to all Specifications and apply at all times, unless otherwise stated.

LCO 3.0.1 LCO 3.0.1 establishes the Applicability statement within each individual
Specification as the requirement for when the LCO is required to be met
(i.e., when the unit is in the MODES or other specified conditions of the
Applicability statement of each Specification).

LCO 3.0.2 LCO 3.0.2 establishes that upon discovery of a failure to meet an LCO, the
associated ACTIONS shall be met. The Completion Time of each Required
Action for an ACTIONS Condition is applicable from the point in time that an
ACTIONS Condition is entered. The Required Actions establish those
remedial measures that must be taken within specified Completion Times
when the requirements of an LCO are not met. This Specification
establishes that:

a. Completion of the Required Actions within the specified Completion
Times constitutes compliance with a Specification and

b. Completion of the Required Actions is not required when an LCO is
met within the specified Completion Time, unless otherwise specified.

There are two basic types of Required Actions. The first type of Required
Action specifies a time limit in which the LCO must be met. This time limit is
the Completion Time to restore an inoperable system or component to
OPERABLE status or to restore variables to within specified limits. If this
type of Required Action is not completed within the specified Completion
Time, a shutdown may be required to place the unit in a MODE or condition
in which the Specification is not applicable. (Whether stated as a Required
Action or not, correction of the entered Condition is an action that may
always be considered upon entering ACTIONS.) The second type of
Required Action specifies the remedial measures that permit continued
operation of the unit that is not further restricted by the Completion Time. In
this case, compliance with the Required Actions provides an acceptable
level of safety for continued operation.
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LCO 3.0.2 (continued)

Completing the Required Actions is not required when an LCO is met or is
no longer applicable, unless otherwise stated in the individual Specifications.

The nature of some Required Actions of some Conditions necessitates that,
once the Condition is entered, the Required Actions must be completed
even though the associated Conditions no longer exist. The individual
LCO's ACTIONS specify the Required Actions where this is the case. An
example of this is in LCO 3.4.3, "RCS Pressure and Temperature (P/T)
Limits."

The Completion Times of the Required Actions are also applicable when a
system or component is removed from service intentionally. The reasons for
intentionally relying on the ACTIONS include, but are not limited to,
performance of Surveillances, preventive maintenance, corrective
maintenance, or investigation of operational problems. Entering ACTIONS
for these reasons must be done in a manner that does not compromise
safety. Intentional entry into ACTIONS should not be made for operational
convenience. Additionally, if intentional entry into ACTIONS would result in
redundant equipment being inoperable, alternatives should be used instead.
Doing so limits the time both subsystems/trains of a safety function are
inoperable and limits the time conditions exist which may result in LCO 3.0.3
being entered. Individual Specifications may specify a time limit for
performing an SR when equipment is removed from service or bypassed for
testing. In this case, the Completion Times of the Required Actions are
applicable when this time limit expires, if the equipment remains removed
from service or bypassed.

When a change in MODE or other specified condition is required to comply
with Required Actions, the unit may enter a MODE or other specified
condition in which another Specification becomes applicable. In this case,
the Completion Times of the associated Required Actions would apply from
the point in time that the new Specification becomes applicable, and the
ACTIONS Condition(s) are entered.

LCO 3.0.3 LCO 3.0.3 establishes the actions that must be implemented when an
LCO is not met and either:

a. An associated Required Action and Completion Time is not met and no
other Condition applies or
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LCO 3.0.3 (continued)

b. The condition of the unit is not specifically addressed by the
associated ACTIONS. This means that no combination of Conditions
stated in the ACTIONS can be made that exactly corresponds to the
actual condition of the unit. Sometimes, possible combinations of
Conditions are such that entering LCO 3.0.3 is warranted; in such
cases, the ACTIONS specifically state a Condition corresponding to
such combinations and also that LCO 3.0.3 be entered immediately.

This Specification delineates the time limits for placing the unit in a safe
MODE or other specified condition when operation cannot be maintained
within the limits for safe operation as defined by the LCO and its ACTIONS.
It is not intended to be used as an operational convenience that permits
routine voluntary removal of redundant systems or components from service
in lieu of other alternatives that would not result in redundant systems or
components being inoperable.

Upon entering LCO 3.0.3, 1 hour is allowed to prepare for an orderly
shutdown before initiating a change in unit operation. This includes time to
permit the operator to coordinate the reduction in electrical generation with
the load dispatcher to ensure the stability and availability of the electrical
grid. The time limits specified to reach lower MODES of operation permit the
shutdown to proceed in a controlled and orderly manner that is well within
the specified maximum cooldown rate and within the capabilities of the unit,
assuming that only the minimum required equipment is OPERABLE. This
reduces thermal stresses on components of the Reactor Coolant System
and the potential for a plant upset that could challenge safety systems under
conditions to which this Specification applies. The use and interpretation of
specified times to complete the actions of LCO 3.0.3 are consistent with the
discussion of Section 1.3, Completion Times.

A unit shutdown required in accordance with LCO 3.0.3 may be terminated
and LCO 3.0.3 exited if any of the following occurs:

a. The LCO is now met,

b. A Condition exists for which the Required Actions have now been
performed, or

c. ACTIONS exist that do not have expired Completion Times. These
Completion Times are applicable from the point in time that the
Condition is initially entered and not from the time LCO 3.0.3 is exited.
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The time limits of LCO 3.0.3 allow 37 hours for the unit to be in MODE 5
when a shutdown is required during MODE 1 operation. If the unit is in a
lower MODE of operation when a shutdown is required, the time limit for
reaching the next lower MODE applies. If a lower MODE is reached in less
time than allowed, however, the total allowable time to reach MODE 5, or
other applicable MODE, is not reduced. For example, if MODE 3 is reached
in 2 hours, then the time allowed for reaching MODE 4 is the next 11 hours,
because the total time for reaching MODE 4 is not reduced from the
allowable limit of 13 hours. Therefore, if remedial measures are completed
that would permit a return to MODE 1, a penalty is not incurred by having to
reach a lower MODE of operation in less than the total time allowed.

In MODES 1, 2, 3, and 4, LCO 3.0.3 provides actions for Conditions not
covered in other Specifications. The requirements of LCO 3.0.3 do not apply
in MODES 5 and 6 because the unit is already in the most restrictive
Condition required by LCO 3.0.3. The requirements of LCO 3.0.3 do not
apply in other specified conditions of the Applicability (unless in MODE 1, 2,
3, or 4) because the ACTIONS of individual Specifications sufficiently define
the remedial measures to be taken.

Exceptions to LCO 3.0.3 are provided in instances where requiring a unit
shutdown, in accordance with LCO 3.0.3, would not provide appropriate
remedial measures for the associated condition of the unit. An example of
this is in LCO 3.7.11, "Spent Fuel Pit Water Level." LCO 3.7.11 has an
Applicability of "During movement of irradiated fuel assemblies in the spent
fuel pit." Therefore, this LCO can be applicable in any or all MODES. If the
LCO and the Required Actions of LCO 3.7.11 are not met while in MODE 1,
2, or 3, there is no safety benefit to be gained by placing the unit in a
shutdown condition. The Required Action of LCO 3.7.11 of "Suspend
movement of irradiated fuel assemblies in the spent fuel pit" is the
appropriate Required Action to complete in lieu of the actions of LCO 3.0.3.
These exceptions are addressed in the individual Specifications.

LCO 3.0.4 LCO 3.0.4 establishes limitations on changes in MODES or other specified
conditions in the Applicability when an LCO is not met. It allows placing the
unit in a MODE or other specified condition stated in that Applicability (e.g.,
the Applicability desired to be entered) when unit conditions are such that
the requirements of the LCO would not be met, in accordance with
LCO 3.0.4.a, LCO 3.0.4.b, or LCO 3.0.4.c.
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LCO 3.0.4.a allows entry into a MODE or other specified condition in the
Applicability with the LCO not met when the associated ACTIONS to be
entered permit continued operation in the MODE or other specified condition
in the Applicability for an unlimited period of time. Compliance with Required
Actions that permit continued operation of the unit for an unlimited period of
time in a MODE or other specified condition provides an acceptable level of
safety for continued operation. This is without regard to the status of the unit
before or after the MODE change. Therefore, in such cases, entry into a
MODE or other specified condition in the Applicability may be made in
accordance with the provisions of the Required Actions.

LCO 3.0.4.b allows entry into a MODE or other specified condition in the
Applicability with the LCO not met after performance of a risk assessment
addressing inoperable systems and components, consideration of the
results, determination of the acceptability of entering the MODE or other
specified condition in the Applicability, and establishment of risk
management actions, if appropriate.

The risk assessment may use quantitative, qualitative, or blended
approaches, and the risk assessment will be conducted using the plant
program, procedures, and criteria in place to implement 10 CFR 50.65(a)(4),
which requires that risk impacts of maintenance activities to be assessed
and managed. The risk assessment, for the purposes of LCO 3.0.4 (b),
must take into account all inoperable Technical Specification equipment
regardless of whether the equipment is included in the normal
10 CFR 50.65(a)(4) risk assessment scope. The risk assessments will be
conducted using the procedures and guidance endorsed by Regulatory
Guide 1.182, "Assessing and Managing Risk Before Maintenance Activities
at Nuclear Power Plants." Regulatory Guide 1.182 endorses the guidance in
Section 11 of NUMARC 93-01, "Industry Guideline for Monitoring the
Effectiveness of Maintenance at Nuclear Power Plants." These documents
address general guidance for conduct of the risk assessment, quantitative
and qualitative guidelines for establishing risk management actions, and
example risk management actions. These include actions to plan and
conduct other activities in a manner that controls overall risk, increased risk
awareness by shift and management personnel, actions to reduce the
duration of the condition, actions to minimize the magnitude of risk increases
(establishment of backup success paths or compensatory measures), and
determination that the proposed MODE change is acceptable. Consideration
should also be given to the probability of completing restoration such that the
requirements of the LCO would be met prior to the expiration of ACTIONS
Completion Times that would require exiting the Applicability.
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LCO 3.0.4.b may be used with single, or multiple systems and components
unavailable. NUMARC 93-01 provides guidance relative to consideration of
simultaneous unavailability of multiple systems and components.

The results of the risk assessment shall be considered in determining the
acceptability of entering the MODE or other specified condition in the
Applicability, and any corresponding risk management actions. The
LCO 3.0.4.b risk assessments do not have to be documented.

The Technical Specifications allow continued operation with equipment
unavailable in MODE 1 for the duration of the Completion Time. Since this
is allowable, and since in general the risk impact in that particular MODE
bounds the risk of transitioning into and through the applicable MODES or
other specified conditions in the Applicability of the LCO, the use of the
LCO 3.0.4.b allowance should be generally acceptable, as long as the risk is
assessed and managed as stated above. However, there is a small subset
of systems and components that have been determined to be more
important to risk and use of the LCO 3.0.4.b allowance is prohibited. The
LCOs governing these system and components contain Notes prohibiting
the use of LCO 3.0.4.b by stating that LCO 3.0.4.b is not applicable.

LCO 3.0.4.c allows entry into a MODE or other specified condition in the
Applicability with the LCO not met based on a Note in the Specification
which states LCO 3.0.4.c is applicable. These specific allowances permit
entry into MODES or other specified conditions in the Applicability when the
associated ACTIONS to be entered do not provide for continued operation
for an unlimited period of time and a risk assessment has not been
performed. This allowance may apply to all the ACTIONS or to a specific
Required Action of a Specification. The risk assessments performed to
justify the use of LCO 3.0.4.b usually only consider systems and
components. For this reason, LCO 3.0.4.c is typically applied to
Specifications which describe values and parameters (e.g., RCS specific
Activity), and may be applied to other Specifications based on NRC
plant-specific approval.

The provisions of this Specification should not be interpreted as endorsing
the failure to exercise the good practice of restoring systems or components
to OPERABLE status before entering an associated MODE or other
specified condition in the Applicability.
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The provisions of LCO 3.0.4 shall not prevent changes in MODES or other
specified conditions in the Applicability that are required to comply with
ACTIONS. In addition, the provisions of LCO 3.0.4 shall not prevent
changes in MODES or other specified conditions in the Applicability that
result from any unit shutdown. In this context, a unit shutdown is defined as
a change in MODE or other specified condition in the Applicability
associated with transitioning from MODE 1 to MODE 2, MODE 2 to MODE 3,
MODE 3 to MODE 4, and MODE 4 to MODE 5.

Upon entry into a MODE or other specified condition in the Applicability with
the LCO not met, LCO 3.0.1 and LCO 3.0.2 require entry into the applicable
Conditions and Required Actions until the Condition is resolved, until the
LCO is met, or until the unit is not within the Applicability of the Technical
Specification.

Surveillances do not have to be performed on the associated inoperable
equipment (or on variables outside the specified limits), as permitted by
SR 3.0.1. Therefore, utilizing LCO 3.0.4 is not a violation of SR 3.0.1 or
SR 3.0.4 for any Surveillances that have not been performed on inoperable
equipment. However, SRs must be met to ensure OPERABILITY prior to
declaring the associated equipment OPERABLE (or variable within limits)
and restoring compliance with the affected LCO.

LCO 3.0.5 LCO 3.0.5 establishes the allowance for restoring equipment to service
under administrative controls when it has been removed from service or
declared inoperable to comply with ACTIONS. The sole purpose of this
Specification is to provide an exception to LCO 3.0.2 (e.g., to not comply
with the applicable Required Action(s)) to allow the performance of required
testing to demonstrate either:

a. The OPERABILITY of the equipment being returned to service or

b. The OPERABILITY of other equipment.

The administrative controls ensure the time the equipment is returned to
service in conflict with the requirements of the ACTIONS is limited to the
time absolutely necessary to perform the required testing to demonstrate
OPERABILITY. This Specification does not provide time to perform any
other preventive or corrective maintenance.
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An example of demonstrating the OPERABILITY of the equipment being
returned to service is reopening a containment isolation valve that has been
closed to comply with Required Actions and must be reopened to perform
the required testing.

An example of demonstrating the OPERABILITY of other equipment is
taking an inoperable channel or trip system out of the tripped condition to
prevent the trip function from occurring during the performance of required
testing on another channel in the other trip system. A similar example of
demonstrating the OPERABILITY of other equipment is taking an inoperable
channel or trip system out of the tripped condition to permit the logic to
function and indicate the appropriate response during the performance of
required testing on another channel in the same trip system.

LCO 3.0.6 LCO 3.0.6 establishes an exception to LCO 3.0.2 for support systems that
have an LCO specified in the Technical Specifications (TS). This exception
is provided because LCO 3.0.2 would require that the Conditions and
Required Actions of the associated inoperable supported system LCO be
entered solely due to the inoperability of the support system. This exception
is justified because the actions that are required to ensure the unit is
maintained in a safe condition are specified in the support system LCO's
Required Actions. These Required Actions may include entering the
supported system's Conditions and Required Actions or may specify other
Required Actions.

When a support system is inoperable and there is an LCO specified for it in
the TS, the supported system(s) are required to be declared inoperable if
determined to be inoperable as a result of the support system inoperability.
However, it is not necessary to enter into the supported systems' Conditions
and Required Actions unless directed to do so by the support system's
Required Actions. The potential confusion and inconsistency of
requirements related to the entry into multiple support and supported
systems' LCOs' Conditions and Required Actions are eliminated by providing
all the actions that are necessary to ensure the unit is maintained in a safe
condition in the support system's Required Actions.
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However, there are instances where a support system's Required Action
may either direct a supported system to be declared inoperable or direct
entry into Conditions and Required Actions for the supported system. This
may occur immediately or after some specified delay to perform some other
Required Action. Regardless of whether it is immediate or after some delay,
when a support system's Required Action directs a supported system to be
declared inoperable or directs entry into Conditions and Required Actions for
a supported system, the applicable Conditions and Required Actions shall
be entered in accordance with LCO 3.0.2.

Technical Specification 5.5.13, "Safety Function Determination Program
(SFDP)," ensures loss of safety function is detected and appropriate actions
are taken. Upon entry into LCO 3.0.6, an evaluation shall be made to
determine if loss of safety function exists. Additionally, other limitations,
remedial actions, or compensatory actions may be identified as a result of
the support system inoperability and corresponding exception to entering
supported system Conditions and Required Actions. The SFDP implements
the requirements of LCO 3.0.6.

Cross train checks to identify a loss of safety function for those support
systems that support multiple and redundant safety systems are required.
The cross train check verifies that the supported systems of the redundant
OPERABLE support system are OPERABLE, thereby ensuring safety
function is retained. A loss of safety function may exist when a support
system is inoperable, and:

a. A required system redundant to system(s) supported by the inoperable
support system is also inoperable,

b. A required system redundant to system(s) in turn supported by the
inoperable supported system is also inoperable, or

c. A required system redundant to support system(s) for the supported
systems (a) and (b) above is also inoperable.

If this evaluation determines that a loss of safety function exists, the
appropriate Conditions and Required Actions of the LCO in which the loss of
safety function exists are required to be entered.
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This loss of safety function does not require the assumption of additional
single failures or loss of offsite power. Since operations is being restricted in
accordance with the ACTIONS of the support system, any resulting
temporary loss of redundancy or single failure protection is taken into
account. Similarly, the ACTIONS for inoperable offsite circuit(s) and
inoperable diesel generator(s) provide the necessary restriction for cross
train inoperabilities. This explicit cross train verification for inoperable AC
electrical power sources also acknowledges that supported system(s) are
not declared inoperable solely as a result of inoperability of a normal or
emergency electrical power source (refer to the definition of OPERABILITY).

When a loss of safety function is determined to exist, and the SFDP requires
entry into the appropriate Conditions and Required Actions of the LCO in
which the loss of safety function exists, consideration must be given to the
specific type of function affected. Where a loss of function is solely due to a
single Technical Specification support system (e.g., loss of automatic start
due to inoperable instrumentation, or loss of pump suction source due to low
tank level) the appropriate LCO is the LCO for the support system. The
ACTIONS for a support system LCO adequately addresses the
inoperabilities of that system without reliance on entering its supported
system LCO. When the loss of function is the result of multiple support
systems, the appropriate LCO is the LCO for the supported system.

LCO 3.0.7 There are certain special tests and operations required to be performed at
various times over the life of the unit. These special tests and operations
are necessary to demonstrate select unit performance characteristics, to
perform special maintenance activities, and to perform special evolutions.
Test Exception LCO 3.1.8 allows specified Technical Specification (TS)
requirements to be changed to permit performances of these special tests
and operations, which otherwise could not be performed if required to
comply with the requirements of these TS. Unless otherwise specified, all
the other TS requirements remain unchanged. This will ensure all
appropriate requirements of the MODE or other specified condition not
directly associated with or required to be changed to perform the special test
or operation will remain in effect.
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The Applicability of a Test Exception LCO represents a condition not
necessarily in compliance with the normal requirements of the TS.
Compliance with Test Exception LCOs is optional. A special operation may
be performed either under the provisions of the appropriate Test Exception
LCO or under the other applicable TS requirements. If it is desired to
perform the special operation under the provisions of the Test Exception
LCO, the requirements of the Test Exception LCO shall be followed.
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BASES

SRs SR 3.0.1 through SR 3.0.4 establish the general requirements applicable to
all Specifications and apply at all times, unless otherwise stated.

SR 3.0.1 SR 3.0.1 establishes the requirement that SRs must be met during the
MODES or other specified conditions in the Applicability for which the
requirements of the LCO apply, unless otherwise specified in the individual
SRs. This Specification is to ensure that Surveillances are performed to
verify the OPERABILITY of systems and components, and that variables are
within specified limits. Failure to meet a Surveillance within the specified
Frequency, in accordance with SR 3.0.2, constitutes a failure to meet an
LCO.

Systems and components are assumed to be OPERABLE when the
associated SRs have been met. Nothing in this Specification, however, is to
be construed as implying that systems or components are OPERABLE
when:

a. The systems or components are known to be inoperable, although still
meeting the SRs; or

b. The requirements of the Surveillance(s) are known not to be met
between required Surveillance performances.

Surveillances do not have to be performed when the unit is in a MODE or
other specified condition for which the requirements of the associated
LCO are not applicable, unless otherwise specified. The SRs associated
with a test exception are only applicable when the test exception is used as
an allowable exception to the requirements of a Specification.

Unplanned events may satisfy the requirements (including applicable
acceptance criteria) for a given SR. In this case, the unplanned event may
be credited as fulfilling the performance of the SR. This allowance includes
those SRs whose performance is normally precluded in a given MODE or
other specified condition.
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Surveillances, including Surveillances invoked by Required Actions, do not
have to be performed on inoperable equipment because the ACTIONS
define the remedial measures that apply. Surveillances have to be met and
performed in accordance with SR 3.0.2, prior to returning equipment to
OPERABLE status.

Upon completion of maintenance, appropriate post maintenance testing is
required to declare equipment OPERABLE. This includes ensuring
applicable Surveillances are not failed and their most recent performance is
in accordance with SR 3.0.2. Post maintenance testing may not be possible
in the current MODE or other specified conditions in the Applicability due to
the necessary unit parameters not having been established. In these
situations, the equipment may be considered OPERABLE provided testing
has been satisfactorily completed to the extent possible and the equipment
is not otherwise believed to be incapable of performing its function. This will
allow operation to proceed to a MODE or other specified condition where
other necessary post maintenance tests can be completed.

Some examples of this process are:

a. Auxiliary feedwater (AFV) pump turbine maintenance during refueling
that requires testing at steam pressures > 800 psi. However, if other
appropriate testing is satisfactorily completed, the AFW System can be
considered OPERABLE. This allows startup and other necessary
testing to proceed until the plant reaches the steam pressure required
to perform the testing.

b. High pressure safety injection (HPI) maintenance during shutdown that
requires system functional tests at a specified pressure. Provided
other appropriate testing is satisfactorily completed, startup can
proceed with HPI considered OPERABLE. This allows operation to
reach the specified pressure to complete the necessary post
maintenance testing.

SR 3.0.2 SR 3.0.2 establishes the requirements for meeting the specified Frequency
for Surveillances and any Required Action with a Completion Time that
requires the periodic performance of the Required Action on a "once per. ..
interval.
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SR 3.0.2 permits a 25% extension of the interval specified in the Frequency.
This extension facilitates Surveillance scheduling and considers plant
operating conditions that may not be suitable for conducting the Surveillance
(e.g., transient conditions or other ongoing Surveillance or maintenance
activities).

The 25% extension does not significantly degrade the reliability that results
from performing the Surveillance at its specified Frequency. This is based
on the recognition that the most probable result of any particular
Surveillance being performed is the verification of conformance with the
SRs. The exceptions to SR 3.0.2 are those Surveillances for which the 25%
extension of the interval specified in the Frequency does not apply. These
exceptions are stated in the individual Specifications. The requirements of
regulations take precedence over the TS. An example of where SR 3.0.2
does not apply is in the Containment Leakage Rate Testing Program. This
program establishes testing requirements and Frequencies in accordance
with the requirements of regulations. The TS cannot in and of themselves
extend a test interval specified in the regulations. As stated in SR 3.0.2, the
25% extension also does not apply to the initial portion of a periodic
Completion Time that requires performance on a "once per ..." basis. The
25% extension applies to each performance after the initial performance.
The initial performance of the Required Action, whether it is a particular
Surveillance or some other remedial action, is considered a single action
with a single Completion Time. One reason for not allowing the 25%
extension to this Completion Time is that such an action usually verifies that
no loss of function has occurred by checking the status of redundant or
diverse components or accomplishes the function of the inoperable
equipment in an alternative manner.

The provisions of SR 3.0.2 are not intended to be used repeatedly merely as
an operational convenience to extend Surveillance intervals (other than
those consistent with refueling intervals) or periodic Completion Time
intervals beyond those specified.

SR 3.0.3 SR 3.0.3 establishes the flexibility to defer declaring affected equipment
inoperable or an affected variable outside the specified limits when a
Surveillance has not been completed within the specified Frequency. A
delay period of up to 24 hours or up to the limit of the specified Frequency,
whichever is greater, applies from the point in time that it is discovered that
the Surveillance has not been performed in accordance with SR 3.0.2, and
not at the time that the specified Frequency was not met.
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This delay period provides adequate time to complete Surveillances that
have been missed. This delay period permits the completion of a
Surveillance before complying with Required Actions or other remedial
measures that might preclude completion of the Surveillance.

The basis for this delay period includes consideration of unit conditions,
adequate planning, availability of personnel, the time required to perform the
Surveillance, the safety significance of the delay in completing the required
Surveillance, and the recognition that the most probable result of any
particular Surveillance being performed is the verification of conformance
with the requirements.

When a Surveillance with a Frequency based not on time intervals, but upon
specified unit conditions, operating situations, or requirements of regulations
(e.g., prior to entering MODE 1 after each fuel loading, or in accordance with
10 CFR 50, Appendix J, as modified by approved exemptions, etc.) is
discovered to not have been performed when specified, SR 3.0.3 allows for
the full delay period of up to the specified Frequency to perform the
Surveillance. However, since there is not a time interval specified, the
missed Surveillance should be performed at the first reasonable opportunity.
SR 3.0.3 provides a time limit for, and allowances for the performance of,
Surveillances that become applicable as a consequence of MODE changes
imposed by Required Actions.

Failure to comply with specified Frequencies for SRs is expected to be an
infrequent occurrence. Use of the delay period established by SR 3.0.3 is a
flexibility which is not intended to be used as an operational convenience to
extend Surveillance intervals. While up to 24 hours or the limit of the
specified Frequency is provided to perform the missed Surveillance, it is
expected that the missed Surveillance will be performed at the first
reasonable opportunity. The determination of the first reasonable
opportunity should include consideration of the impact on plant risk (from
delaying the Surveillance as well as any plant configuration changes
required or shutting the plant down to perform the Surveillance) and impact
on any analysis assumptions, in addition to unit conditions, planning,
availability of personnel, and the time required to perform the Surveillance.
This risk impact should be managed through the program in place to
implement 10 CFR 50.65(a)(4) and its implementation guidance, NRC
Regulatory Guide 1.182, "Assessing and Managing Risk Before
Maintenance Activities at Nuclear Power Plants." This Regulatory Guide
addresses consideration of temporary and aggregate risk impacts,
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determination of risk management action thresholds, and risk management
action up to and including plant shutdown. The missed Surveillance should
be treated as an emergent condition as discussed in the Regulatory Guide.
The risk evaluation may use quantitative, qualitative, or blended methods.
The degree of depth and rigor of the evaluation should be commensurate
with the importance of the component. Missed Surveillances for important
components should be analyzed quantitatively. If the results of the risk
evaluation determine the risk increase is significant, this evaluation should
be used to determine the safest course of action. All missed Surveillances
will be placed in the Corrective Action Program.

If a Surveillance is not completed within the allowed delay period, then the
equipment is considered inoperable or the variable is considered outside the
specified limits and the Completion Times of the Required Actions for the
applicable LCO Conditions begin immediately upon expiration of the delay
period. If a Surveillance is failed within the delay period, then the equipment
is inoperable, or the variable is outside the specified limits and the
Completion Times of the Required Actions for the applicable LCO Conditions
begin immediately upon the failure of the Surveillance.

Completion of the Surveillance within the delay period allowed by this
Specification, or within the Completion Time of the ACTIONS, restores
compliance with SR 3.0.1.

SR 3.0.4 SR 3.0.4 establishes the requirement that all applicable SRs must be met
before entry into a MODE or other specified condition in the Applicability.

This Specification ensures that system and component OPERABILITY
requirements and variable limits are met before entry into MODES or other
specified conditions in the Applicability for which these systems and
components ensure safe operation of the unit. The provisions of this
Specification should not be interpreted as endorsing the failure to exercise
the good practice of restoring systems or components to OPERABLE status
before entering an associated MODE or other specified condition in the
Applicability.

A provision is included to allow entry into a MODE or other specified
condition in the Applicability when an LCO is not met due to Surveillance not
being met in accordance with LCO 3.0.4.
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However, in certain circumstances, failing to meet an SR will not result in
SR 3.0.4 restricting a MODE change or other specified condition change.
When a system, subsystem, division, component, device, or variable is
inoperable or outside its specified limits, the associated SR(s) are not
required to be performed, per SR 3.0.1, which states that surveillances do
not have to be performed on inoperable equipment. When equipment is
inoperable, SR 3.0.4 does not apply to the associated SR(s) since the
requirement for the SR(s) to be performed is removed. Therefore, failing to
perform the Surveillance(s) within the specified Frequency does not result in
an SR 3.0.4 restriction to changing MODES or other specified conditions of
the Applicability. However, since the LCO is not met in this instance,
LCO 3.0.4 will govern any restrictions that may (or may not) apply to MODE
or other specified condition changes. SR 3.0.4 does not restrict changing
MODES or other specified conditions of the Applicability when a Surveillance
has not been performed within the specified Frequency, provided the
requirement to declare the LCO not met has been delayed in accordance
with SR 3.0.3.

The provisions of SR 3.0.4 shall not prevent entry into MODES or other
specified conditions in the Applicability that are required to comply with
ACTIONS. In addition, the provisions of SR 3.0.4 shall not prevent changes
in MODES or other specified conditions in the Applicability that result from
any unit shutdown. In this context, a unit shutdown is defined as a change in
MODE or other specified condition in the Applicability associated with
transitioning from MODE 1 to MODE 2, MODE 2 to MODE 3, MODE 3 to
MODE 4, and MODE 4 to MODE 5.

The precise requirements for performance of SRs are specified such that
exceptions to SR 3.0.4 are not necessary. The specific time frames and
conditions necessary for meeting the SRs are specified in the Frequency, in
the Surveillance, or both. This allows performance of Surveillances when
the prerequisite condition(s) specified in a Surveillance procedure require
entry into the MODE or other specified condition in the Applicability of the
associated LCO prior to the performance or completion of a Surveillance. A
Surveillance that could not be performed until after entering the LCO's
Applicability, would have its Frequency specified such that it is not "due" until
the specific conditions needed are met. Alternately, the Surveillance may be
stated in the form of a Note, as not required (to be met or performed) until a
particular event, condition, or time has been reached. Further discussion of
the specific formats of SRs' annotation is found in Section 1.4, Frequency.
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B 3.1 REACTIVITY CONTROL SYSTEMS

B 3.1.1 SHUTDOWN MARGIN (SDM)

BASES

BACKGROUND According to GDC 26 (Ref. 1), the reactivity control systems must be
redundant and capable of holding the reactor core subcritical when shut
down under cold conditions. Maintenance of the SDM ensures that
postulated reactivity events will not damage the fuel.

SDM requirements provide sufficient reactivity margin to ensure that
acceptable fuel design limits will not be exceeded for normal shutdown and
anticipated operational occurrences (AOOs). As such, the SDM defines the
degree of subcriticality that would be obtained immediately following the
insertion or scram of all shutdown and control rods, assuming that the single
rod cluster assembly of highest reactivity worth is fully withdrawn.

The system design requires that two independent reactivity control systems
be provided, and that one of these systems be capable of maintaining the
core subcritical under cold conditions. These requirements are provided by
the use of movable control assemblies and soluble boric acid in the Reactor
Coolant System (RCS). The Control Rod System can compensate for the
reactivity effects of the fuel and water temperature changes accompanying
power level changes over the range from full load to no load. In addition, the
Control Rod System, together with the boration system, provides the SDM
during power operation and is capable of making the core subcritical rapidly
enough to prevent exceeding acceptable fuel damage limits, assuming that
the rod of highest reactivity worth remains fully withdrawn. The soluble
boron system can compensate for fuel depletion during operation and all
xenon burnout reactivity changes and maintain the reactor subcritical under
cold conditions.

During power operation, SDM control is ensured by operating with the
shutdown banks within the limits of LCO 3.1.5, "Shutdown Bank Insertion
Limits," and the control banks within the limits of LCO 3.1.6, "Control Bank
Insertion Limits." When the unit is in the shutdown and refueling modes, the
SDM requirements are met by means of adjustments to the RCS boron
concentration.
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APPLICABLE The minimum required SDM is assumed as an initial condition in safety
SAFETY analyses. The safety analysis (Ref. 2) establishes an SDM that ensures
ANALYSES specified acceptable fuel design limits are not exceeded for normal operation

and AOs, with the assumption of the highest worth rod stuck out on scram.
For MODE 5, the primary safety analysis that relies on the SDM limits is the
boron dilution analysis.

The acceptance criteria for the SDM requirements are that specified
acceptable fuel design limits are maintained. This is done by ensuring that:

a. The reactor can be made subcritical from all operating conditions,
transients, and Design Basis Events,

b. The reactivity transients associated with postulated accident conditions
are controllable within acceptable limits (departure from nucleate
boiling ratio (DNBR), fuel centerline temperature limits for A0Os, and
energy deposition of < 225 cal/gm for non-irradiated fuel and
< 200 cal/gm for irradiated fuel to satisfy requirements for the rod
ejection accident), and

c. The reactor will be maintained sufficiently subcritical to preclude
inadvertent criticality in the shutdown condition.

The most limiting accident for the SDM requirements is based on a main
steam line break (MSLB), as described in the accident analysis (Ref. 2).
The increased steam flow resulting from a pipe break in the main steam
system causes an increased energy removal from the affected steam
generator (SG), and consequently the RCS. This results in a reduction of
the reactor coolant temperature. The resultant coolant shrinkage causes a
reduction in pressure. In the presence of a negative moderatortemperature
coefficient, this cooldown causes an increase in core reactivity. As RCS
temperature decreases, the severity of an MSLB decreases until the
MODE 5 value is reached. The most limiting MSLB, with respect to potential
fuel damage before a reactor trip occurs, is a guillotine break of a main
steam line inside containment initiated at the end of core life. The positive
reactivity addition from the moderator temperature decrease will terminate
when the affected SG boils dry, thus terminating RCS heat removal and
cooldown. Following the MSLB, a post trip return to power may occur;
however, no fuel damage occurs as a result of the post trip return to power,
and THERMAL POWER does not violate the Safety Limit (SL) requirement
of SL 2.1.1.

In addition to the limiting MSLB transient, the SDM requirement must also
protect against:

INDIAN POINT 2 B 3.1.1 - 2 Revision 0



SDM
B 3.1.1

BASES
APPLICABLE SAFETY ANALYSES (continued)

a. Inadvertent boron dilution,

b. An uncontrolled rod withdrawal from subcritical or low power condition,

c. Startup of an inactive reactor coolant pump (RCP), and

d. Rod ejection.

Each of these events is discussed below.

In the boron dilution analysis, the required SDM defines the reactivity
difference between an initial subcritical boron concentration and the
corresponding critical boron concentration. These values, in conjunction
with the configuration of the RCS and the assumed dilution flow rate, directly
affect the results of the analysis. This event is most limiting at the beginning
of core life, when critical boron concentrations are highest.

Depending on the system initial conditions and reactivity insertion rate, the
uncontrolled rod withdrawal transient is terminated by either a high source
range, intermediate range, power range-low, or power range-high trip. In all
cases, power level, RCS pressure, linear heat rate, and the DNBR do not
exceed allowable limits.

The startup of an inactive RCP will not result in a "cold water" criticality, even
if the maximum difference in temperature exists between the SG and the
core. The maximum positive reactivity addition that can occur due to an
inadvertent RCP start is less than half the minimum required SDM. Startup
of an idle RCP cannot, therefore, produce a return to power from the hot
standby condition.

The ejection of a control rod rapidly adds reactivity to the reactor core,
causing both the core power level and heat flux to increase with
corresponding increases in reactor coolant temperatures and pressure. The
ejection of a rod also produces a time dependent redistribution of core
power.

SDM satisfies Criterion 2 of 10 CFR 50.36(c)(2)(ii). Even though it is not
directly observed from the control room, SDM is considered an initial
condition process variable because it is periodically monitored to ensure that
the unit is operating within the bounds of accident analysis assumptions.
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LCO SDM is a core design condition that can be ensured during operation
through control rod positioning (control and shutdown banks) and through
the soluble boron concentration.

The MSLB (Ref. 2) and the boron dilution (Ref. 2) accidents are the most
limiting analyses that establish the SDM value of the LCO. For MSLB
accidents, if the LCO is violated, there is a potential to exceed the DNBR
limit and to exceed 10 CFR 50.67, "Alternate Source Term," limits (Ref. 3).
For the boron dilution accident, if the LCO is violated, the minimum required
time assumed for operator action to terminate dilution may no longer be
applicable.

APPLICABILITY In MODE 2 with keff < 1.0 and in MODES 3, 4, and 5, the SDM requirements
are applicable to provide sufficient negative reactivity to meet the
assumptions of the safety analyses discussed above. In MODE 6, the
shutdown reactivity requirements are given in LCO 3.9.1, "Boron
Concentration." In MODES 1 and 2, SDM is ensured by complying with
LCO 3.1.5, "Shutdown Bank Insertion Limits," and LCO 3.1.6, "Control Bank
Insertion Limits."

ACTIONS A.1

If the SDM requirements are not met, boration must be initiated promptly. A
Completion Time of 15 minutes is adequate for an operator to correctly align
and start the required systems and components. It is assumed that boration
will be continued until the SDM requirements are met.

In the determination of the required combination of boration flow rate and
boron concentration, there is no unique requirement that must be satisfied.
Since it is imperative to raise the boron concentration of the RCS as soon as
possible, the boron concentration should be a highly concentrated solution,
such as that normally found in the boric acid storage tank, or the refueling
water storage tank. The operator should borate with the best source
available for the plant conditions.

SURVEILLANCE SR 3.1.1.1
REQUIREMENTS

In MODES 1 and 2 with Kff 2 1.0, SDM is verified by observing that the
requirements of LCO 3.1.5 and LCO 3.1.6 are met. In the eventthat a rod is
known to be untrippable, however, SDM verification must account for the
worth of the untrippable rod as well as another rod of maximum worth.
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In MODES 3,4, and 5, the SDM is verified by performing a reactivity balance
calculation, considering the listed reactivity effects:

a. RCS boron concentration,

b. Control rod position,

c. RCS average temperature,

d. Fuel burnup based on gross thermal energy generation,

e. Xenon concentration,

f. Samarium concentration, and

g. Isothermal temperature coefficient (ITC).

Using the ITC accounts for Doppler reactivity in this calculation because the
reactor is subcritical, and the fuel temperature will be changing at the same
rate as the RCS.

The Frequency of 24 hours is based on the generally slow change in
required boron concentration and the low probability of an accident occurring
without the required SDM. This allows time for the operator to collect the
required data, which includes performing a boron concentration analysis,
and complete the calculation.

REFERENCES 1. 10 CFR 50, Appendix A.

2. UFSAR, Chapter 14.

3. 10 CFR 50.67.
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B 3.1.2 Core Reactivity

BASES

BACKGROUND According to GDC 26, GDC 28, and GDC 29 (Ref. 1), reactivity shall be
controllable, such that subcriticality is maintained under cold conditions, and
acceptable fuel design limits are not exceeded during normal operation and
anticipated operational occurrences. Therefore, reactivity balance is used
as a measure of the predicted versus measured core reactivity during power
operation. The periodic confirmation of core reactivity is necessary to
ensure that Design Basis Accident (DBA) and transient safety analyses
remain valid. A large reactivity difference could be the result of unanticipated
changes in fuel, control rod worth, or operation at conditions not consistent
with those assumed in the predictions of core reactivity, and could potentially
result in a loss of SDM or violation of acceptable fuel design limits.
Comparing predicted versus measured core reactivity validates the nuclear
methods used in the safety analysis and supports the SDM demonstrations
(LCO 3.1.1, "SHUTDOWN MARGIN (SDM)") in ensuring the reactor can be
brought safely to cold, subcritical conditions.

When the reactor core is critical or in normal power operation, a reactivity
balance exists and the net reactivity is zero. A comparison of predicted and
measured reactivity is convenient under such a balance, since parameters
are being maintained relatively stable under steady state power conditions.
The positive reactivity inherent in the core design is balanced by the
negative reactivity of the control components, thermal feedback, neutron
leakage, and materials in the core that absorb neutrons, such as burnable
absorbers producing zero net reactivity. Excess reactivity can be inferred
from the boron letdown curve (or critical boron curve), which provides an
indication of the soluble boron concentration in the Reactor Coolant System
(RCS) versus cycle burnup. Periodic measurement of the RCS boron
concentration for comparison with the predicted value with other variables
fixed (such as rod height, temperature, pressure, and power), provides a
convenient method of ensuring that core reactivity is within design
expectations and that the calculational models used to generate the safety
analysis are adequate.

In order to achieve the required fuel cycle energy output, the uranium
enrichment, in the new fuel loading and in the fuel remaining from the
previous cycle, provides excess positive reactivity beyond that required to
sustain steady state operation throughout the cycle. When the reactor is
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critical at RTP and moderator temperature, the excess positive reactivity is
compensated by burnable absorbers (if any), control rods, whatever neutron
poisons (mainly xenon and samarium) are present in the fuel, and the RCS
boron concentration.

When the core is producing THERMAL POWER, the fuel is being depleted
and excess reactivity is decreasing. As the fuel depletes, the RCS boron
concentration is reduced to decrease negative reactivity and maintain
constant THERMAL POWER. The boron letdown curve is based on steady
state operation at RTP. Therefore, deviations from the predicted boron
letdown curve may indicate deficiencies in the design analysis, deficiencies
in the calculational models, or abnormal core conditions, and must be
evaluated.

APPLICABLE The acceptance criteria for core reactivity are that the reactivity balance limit
SAFETY ensures plant operation is maintained within the assumptions of the safety
ANALYSES analyses.

Accurate prediction of core reactivity is either an explicit or implicit
assumption in the accident analysis evaluations. Every accident evaluation
(Ref. 2) is, therefore, dependent upon accurate evaluation of core reactivity.
In particular, SDM and reactivity transients, such as control rod withdrawal

accidents or rod ejection accidents, are very sensitive to accurate prediction
of core reactivity. These accident analysis evaluations rely on computer
codes that have been qualified against available test data, operating plant
data, and analytical benchmarks. Monitoring reactivity balance additionally
ensures that the nuclear methods provide an accurate representation of the
core reactivity.

Design calculations and safety analyses are performed for each fuel cycle
for the purpose of predetermining reactivity behavior and the RCS boron
concentration requirements for reactivity control during fuel depletion.

The comparison between measured and predicted initial core reactivity
provides normalization for the calculational models used to predict core
reactivity. If the measured and predicted RCS boron concentrations for
identical core conditions at beginning of cycle (BOC) do not agree, then the
assumptions used in the reload cycle design analysis or the calculational
models used to predict soluble boron requirements may not be accurate. If
reasonable agreement between measured and predicted core reactivity
exists at BOC, then the prediction may be normalized to the measured boron
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concentration. Thereafter, any significant deviations in the measured boron
concentration from the predicted boron letdown curve that develop during
fuel depletion may be an indication that the calculational model is not
adequate for core burnups beyond BOC, or that an unexpected change in
core conditions has occurred.

The normalization of predicted RCS boron concentration to the measured
value is typically performed after reaching RTP following startup from a
refueling outage, with the control rods in their normal positions for power
operation. The normalization is performed at BOC conditions, so that core
reactivity relative to predicted values can be continually monitored and
evaluated as core conditions change during the cycle.

Core reactivity satisfies Criterion 2 of 10 CFR 50.36(c)(2)(ii).

LCO Long term core reactivity behavior is a result of the core physics design and
cannot be easily controlled once the core design is fixed. During operation,
therefore, the LCO can only be ensured through measurement and tracking,
and appropriate actions taken as necessary. Large differences between
actual and predicted core reactivity may indicate that the assumptions of the
DBA and transient analyses are no longer valid, or that the uncertainties in
the Nuclear Design Methodology are larger than expected. A limit on the
reactivity balance of ± 1% Ak/k has been established based on engineering
judgment. A 1% deviation in reactivity from that predicted is larger than
expected for normal operation and should therefore be evaluated.

When measured core reactivity is within 1% Ak/k of the predicted value at
steady state thermal conditions, the core is considered to be operating within
acceptable design limits. Since deviations from the limit are normally
detected by comparing predicted and measured steady state RCS critical
boron concentrations, the difference between measured and predicted
values would be approximately 100 ppm (depending on the boron worth)
before the limit is reached. These values are well within the uncertainty
limits for analysis of boron concentration samples, so that spurious violations
of the limit due to uncertainty in measuring the RCS boron concentration are
unlikely.

APPLICABILITY The limits on core reactivity must be maintained during MODES 1 and 2
because a reactivity balance must exist when the reactor is critical or
producing THERMAL POWER. As the fuel depletes, core conditions are
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changing, and confirmation of the reactivity balance ensures the core is
operating as designed. This Specification does not apply in MODES 3, 4,
and 5 because the reactor is shut down and the reactivity balance is not
changing.

In MODE 6, fuel loading results in a continually changing core reactivity.
Boron concentration requirements (LCO 3.9.1, "Boron Concentration")
ensure that fuel movements are performed within the bounds of the safety
analysis. An SDM demonstration is required during the first startup following
operations that could have altered core reactivity (e.g., fuel movement,
control rod replacement, control rod shuffling).

ACTIONS A.1 and A.2

Should an anomaly develop between measured and predicted core
reactivity, an evaluation of the core design and safety analysis must be
performed. Core conditions are evaluated to determine their consistency
with input to design calculations. Measured core and process parameters
are evaluated to determine that they are within the bounds of the safety
analysis, and safety analysis calculational models are reviewed to verify that
they are adequate for representation of the core conditions. The required
Completion Time of 7 days is based on the low probability of a DBA
occurring during this period, and allows sufficient time to assess the physical
condition of the reactor and complete the evaluation of the core design and
safety analysis.

Following evaluations of the core design and safety analysis, the cause of
the reactivity anomaly may be resolved. If the cause of the reactivity
anomaly is a mismatch in core conditions at the time of RCS boron
concentration sampling, then a recalculation of the RCS boron concentration
requirements may be performed to demonstrate that core reactivity is
behaving as expected. If an unexpected physical change in the condition of
the core has occurred, it must be evaluated and corrected, if possible. If the
cause of the reactivity anomaly is in the calculation technique, then the
calculational models must be revised to provide more accurate predictions. If
any of these results are demonstrated, and it is concluded that the.reactor
core is acceptable for continued operation, then the boron letdown curve
may be renormalized and power operation may continue. If operational
restriction or additional SRs are necessary to ensure the reactor core is
acceptable for continued operation, then they must be defined.
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The required Completion Time of 7 days is adequate for preparing whatever
operating restrictions or Surveillances that may be required to allow
continued reactor operation.

B.1

If the core reactivity cannot be restored to within the 1% Ak/k limit, the plant
must be brought to a MODE in which the LCO does not apply. To achieve
this status, the plant must be brought to at least MODE 3 within 6 hours. If
the SDM for MODE 3 is not met, then the boration required by the Required
Actions for LCO 3.1.1 would occur. The allowed Completion Time is
reasonable, based on operating experience, for reaching MODE 3 from full
power conditions in an orderly manner and without challenging plant
systems.

SURVEILLANCE SR 3.1.2.1
REQUIREMENTS

Core reactivity is verified by periodic comparisons of measured and
predicted RCS boron concentrations. The comparison is made, considering
that other core conditions are fixed or stable, including control rod position,
moderator temperature, fuel temperature, fuel depletion, xenon
concentration, and samarium concentration.

This Surveillance must be performed prior to entering MODE 1 following
each refueling as an initial check on core conditions and design calculations
at BOC. This Surveillance is performed again within the initial 60 effective
full power days (EFPD) after entering MODE 1 following each refueling in
order to adjust (normalize) the predicted reactivity values to the measured
core reactivity. This SR is then required to be performed every 31 EFPD
after the performance used for normalization. This Frequency is acceptable
because of the slow rate of core changes due to fuel depletion and because
of the presence of other indicators (QPTR, AFD, etc.) that provide prompt
indication of an anomaly. The SR is modified by a Note. The Note indicates
that the normalization of predicted core reactivity to the measured value, if
performed, must take place within the first 60 EFPD after each fuel loading.
This allows sufficient time for core conditions to reach steady state, but
prevents operation for a large fraction of the fuel cycle without establishing a
benchmark for the design calculations.
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REFERENCES 1. 10 CFR 50, Appendix A.

2. UFSAR, Chapter 14.
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B 3.1 REACTIVITY CONTROL SYSTEMS

B 3.1.3 Moderator Temperature Coefficient (MTC)

BASES

BACKGROUND According to GDC 11 (Ref. 1), the reactor core and its interaction with the
Reactor Coolant System (RCS) must be designed for inherently stable
power operation, even in the possible event of an accident. In particular, the
net reactivity feedback in the system must compensate for any unintended
reactivity increases.

The MTC relates a change in core reactivity to a change in reactor coolant
temperature (a positive MTC means that reactivity increases with increasing
moderator temperature; conversely, a negative MTC means that reactivity
decreases with increasing moderator temperature). The reactor is designed
to operate with a negative MTC over the largest possible range of fuel cycle
operation. Therefore, a coolant temperature increase will cause a reactivity
decrease, so that the coolant temperature tends to return toward its initial
value. Reactivity increases that cause a coolant temperature increase will
thus be self limiting, and stable power operation will result.

MTC values are predicted at selected burnups during the safety evaluation
analysis and are confirmed to be acceptable by measurements. Both initial
and reload cores are designed so that the beginning of cycle (BOC) MTC is
less than zero when THERMAL POWER is at RTP. The actual value of the
MTC is dependent on core characteristics, such as fuel loading and reactor
coolant soluble boron concentration. The core design may require additional
fixed distributed poisons to yield an MTC at BOC within the range analyzed
in the plant accident analysis. The end of cycle (EOC) MTC is also limited
by the requirements of the accident analysis. Fuel cycles that are designed
to achieve high burnups or that have changes to other characteristics are
evaluated to ensure that the MTC does not exceed the EOC limit.

The limitations on MTC are provided to ensure that the value of this
coefficient remains within the limiting conditions assumed in the FSAR
accident and transient analyses.

If the LCO limits are not met, the unit response during transients may not be
as predicted. The core could violate criteria that prohibit a return to
criticality, or the departure from nucleate boiling ratio criteria of the approved
correlation may be violated, which could lead to a loss of the fuel cladding
integrity.
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The SRs for measurement of the MTC at the beginning and near the end of
the fuel cycle are adequate to confirm that the MTC remains within its limits,
since this coefficient changes slowly, due principally to the reduction in RCS
boron concentration associated with fuel burnup.

APPLICABLE The acceptance criteria for the specified MTC are:
SAFETY
ANALYSES a. The MTC values must remain within the bounds of those used in the

accident analysis (Ref. 2) and

b. The MTC must be such that inherently stable power operations result
during normal operation and accidents, such as overheating and
overcooling events.

The UFSAR, Chapter 14 (Ref. 2), contains analyses of accidents that result
in both overheating and overcooling of the reactor core. MTC is one of the
controlling parameters for core reactivity in these accidents. Both the most
positive value and most negative value of the MTC are important to safety,
and both values must be bounded. Values used in the analyses consider
worst case conditions to ensure that the accident results are bounding
(Ref. 3).

The consequences of accidents that cause core overheating must be
evaluated when the MTC is most positive. Such accidents include the rod
withdrawal transient from either zero power (Ref. 2) or RTP, loss of main
feedwater flow, and loss of forced reactor coolant flow. The consequences
of accidents that cause core overcooling must be evaluated when the MTC
is most negative. Such accidents include sudden feedwater flow increase
and sudden decrease in feedwater temperature.

In order to ensure a bounding accident analysis, the MTC is assumed to be
its most limiting value for the analysis conditions appropriate to each
accident. The bounding value is determined by considering rodded and
unrodded conditions, whether the reactor is at full or zero power, and
whether it is the BOC or EOC life. The most conservative combination
appropriate to the accident is then used for the analysis (Ref. 2).

MTC values are bounded in reload safety evaluations assuming steady state
conditions at BOC and EOC. An EOC measurement is conducted at
conditions when the RCS boron concentration reaches approximately
300 ppm. The measured value may be extrapolated to project the EOC
value, in order to confirm reload design predictions.
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MTC satisfies Criterion 2 of 10 CFR 50.36(c)(2)(ii). Even though it is not
directly observed and controlled from the control room, MTC is considered
an initial condition process variable because of its dependence on boron
concentration.

LCO LCO 3.1.3 requires the MTC to be within specified limits of the COLR to
ensure that the core operates within the assumptions of the accident
analysis. During the reload core safety evaluation, the MTC is analyzed to
determine that its values remain within the bounds of the original accident
analysis during operation.

Assumptions made in safety analyses require that the MTC be less positive
than a given upper bound and more positive than a given lower bound. The
MTC is most positive at BOC; this upper bound must not be exceeded. This
maximum upper limit occurs at BOC, all rods out (ARO), hot zero power
conditions. At EOC the MTC takes on its most negative value, when the
lower bound becomes important. This LCO exists to ensure that both the
upper and lower bounds are not exceeded.

During operation, therefore, the conditions of the LCO can only be ensured
through measurement. The Surveillance checks at BOC and EOC on MTC
provide confirmation that the MTC is behaving as anticipated so that the
acceptance criteria are met.

The LCO establishes a maximum positive value that cannot be exceeded.
The BOC positive limit and the EOC negative limit are established in the
COLR to allow specifying limits for each particular cycle. This permits the
unit to take advantage of improved fuel management and changes in unit
operating schedule.

APPLICABILITY Technical Specifications place both LCO and SR values on MTC, based on
the safety analysis assumptions described above.

In MODE 1, the limits on MTC must be maintained to ensure that any
accident initiated from THERMAL POWER operation will not violate the
design assumptions of the accident analysis. In MODE 2 with the reactor
critical, the upper limit must also be maintained to ensure that startup and
subcritical accidents (such as the uncontrolled control rod assembly or group
withdrawal) will not violate the assumptions of the accident analysis.

INDIAN POINT 2 B 3.1 .3 - 3 Revision 0



MTC
B 3.1.3

BASES
APPLICABILITY (continued)

The lower MTC limit must be maintained in MODES 2 and 3, in addition to
MODE 1, to ensure that cooldown accidents will not violate the assumptions
of the accident analysis. In MODES 4, 5, and 6, this LCO is not applicable,
since no Design Basis Accidents using the MTC as an analysis assumption
are initiated from these MODES.

ACTIONS A.1

If the BOC MTC limit is violated (i.e., MTC is positive or less negative than
required by the COLR), administrative withdrawal limits for control banks
must be established to maintain the MTC within its limits. The MTC
becomes more negative with control bank insertion and decreased boron
concentration. A Completion Time of 24 hours provides enough time for
evaluating the MTC measurement and computing the required bank
withdrawal limits.

As cycle burnup is increased, the RCS boron concentration will be reduced.
The reduced boron concentration causes the MTC to become more
negative. Using physics calculations, the time in cycle life at which the
calculated MTC will meet the LCO requirement can be determined. At this
point in core life Condition A no longer exists. The unit is no longer in the
Required Action, so the administrative withdrawal limits are no longer in
effect.

B.1

If the required administrative withdrawal limits at BOC are not established
within 24 hours, the unit must be brought to MODE 2 with k < 1.0 to
prevent operation with an MTC that is more positive than that assumed in
safety analyses.

The allowed Completion Time of 6 hours is reasonable, based on operating
experience, for reaching the required MODE from full power conditions in an
orderly manner and without challenging plant systems.

C.1

Exceeding the EOC MTC limit means that the safety analysis assumptions
for the EOC accidents that use a bounding negative MTC value may be
invalid. If the EOC MTC limit is exceeded (i.e., MTC is more negative than
permitted by COLR), the plant must be brought to a MODE or condition in
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which the LCO requirements are not applicable. To achieve this status, the
unit must be brought to at least MODE 4 within 12 hours.

The allowed Completion Time is reasonable, based on operating
experience, for reaching the required MODE from full power conditions in an
orderly manner and without challenging plant systems.

SURVEILLANCE SR 3.1.3.1
REQUIREMENTS

This SR requires measurement of the MTC at BOC prior to entering MODE 1
in order to demonstrate compliance with the most positive MTC LCO.
Meeting the limit prior to entering MODE 1 ensures that the limit will also be
met at higher power levels.

The BOC MTC value for ARO will be inferred from isothermal temperature
coefficient measurements obtained during the physics tests after refueling.
The ARO value can be directly compared to the BOC MTC limit of the LCO.
If required, measurement results and predicted design values can be used to
establish administrative withdrawal limits for control banks.

SR 3.1.3.2

The LCO requires that the MTC be less negative than the specified value for
EOC full power conditions. This measurement may be performed at any
THERMAL POWER, but its results must be extrapolated to the conditions of
RTP and all banks withdrawn in order to make a proper comparison with the
LCO value. Because the RTP MTC value will gradually become more
negative with further core depletion and boron concentration reduction, a
300 ppm SR value of MTC should necessarily be less negative than the
EOC LCO limit. The 300 ppm SR value is sufficiently less negative than the
EOC LCO limit value to ensure that the LCO limit will be met when the
300 ppm Surveillance criterion is met.

SR 3.1.3.2 is modified by three Notes that includes the following
requirements:

a. The SR is not required to be performed until 7 effective full power days
(EFPDs) after reaching the equivalent of an equilibrium RTP all rods
out (ARO) boron concentration of 300 ppm.

INDIAN POINT 2 B 3.1 .3 - 5 Revision 0



MTC
B 3.1.3

BASES
SURVEILLANCE REQUIREMENTS (continued)

b. If the 300 ppm Surveillance limit is exceeded, it is possible that the
EOC limit on MTC could be reached before the planned EOC.
Because the MTC changes slowly with core depletion, the Frequency
of 14 effective full power days is sufficient to avoid exceeding the EOC
limit.

c. The Surveillance limit for RTP boron concentration of 60 ppm is
conservative. If the measured MTC at 60 ppm is more positive than
the 60 ppm Surveillance limit, the EOC limit will not be exceeded
because of the gradual manner in which MTC changes with core
burnup.

REFERENCES 1. 10 CFR 50, Appendix A.

2. UFSAR, Chapter 14.

3. WCAP 9273-NP-A, 'Westinghouse Reload Safety Evaluation
Methodology," July 1985.
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B 3.1.4

B 3.1 REACTIVITY CONTROL SYSTEMS

B 3.1.4 Rod Group Alignment Limits

BASES

BACKGROUND The OPERABILITY (trippability) of the shutdown and control rods is an initial
assumption in all safety analyses that assume rod insertion upon reactor trip.
Maximum rod misalignment is an initial assumption in the safety analysis
that directly affects core power distributions and assumptions of available
SDM.

The applicable criteria for these reactivity and power distribution design
requirements are 10 CFR 50, Appendix A, GDC 10, "Reactor Design,"
GDC 26, "Reactivity Control System Redundancy and Capability" (Ref. 1),
and 10 CFR 50.46, "Acceptance Criteria for Emergency Core Cooling
Systems for Light Water Nuclear Power Plants" (Ref. 2).

Mechanical or electrical failures may cause a control or shutdown rod to
become inoperable or to become misaligned from its group. Rod
inoperability or misalignment may cause increased power peaking, due to
the asymmetric reactivity distribution and a reduction in the total available
rod worth for reactor shutdown. Therefore, rod alignment and
OPERABILITY are related to core operation in design power peaking limits
and the core design requirement of a minimum SDM.

Limits on rod alignment have been established, and all rod positions are
monitored and controlled during power operation to ensure that the power
distribution and reactivity limits defined by the design power peaking and
SDM limits are preserved.

Rod cluster control assemblies (RCCAs), or rods, are moved by their control
rod drive mechanisms (CRDMs). Each CRDM moves its RCCA one step
(approximately 5/8 inch) at a time, but at varying rates (steps per minute)
depending on the signal output from the Rod Control System.

The RCCAs are divided among control banks and shutdown banks. Each
bank may be further subdivided into two groups to provide for precise
reactivity control. A group consists of two or more RCCAs that are
electrically paralleled to step simultaneously. If a bank of RCCAs consists of
two groups, the groups are moved in a staggered fashion, but always within
one step of each other. IP2 has four control banks and four shutdown
banks.
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The shutdown banks are maintained either in the fully inserted or fully
withdrawn position. The control banks are moved in an overlap pattern,
using the following withdrawal sequence: When control bank A reaches a
predetermined height in the core, control bank B begins to move out with
control bank A. Control bank A stops at the position of maximum
withdrawal, and control bank B continues to move out. When control bank B
reaches a predetermined height, control bank C begins to move out with
control bank B. This sequence continues until control banks A, B, and C are
at the fully withdrawn position, and control bank D is approximately halfway
withdrawn. The insertion sequence is the opposite of the withdrawal
sequence. The control rods are arranged in a radially symmetric pattern, so
that control bank motion does not introduce radial asymmetries in the core
power distributions.

The axial position of shutdown rods and control rods is indicated by two
separate and independent systems, which are the Bank Demand Position
Indication System (commonly called group step counters) and the Individual
Rod Position Indication (IRPI) System.

The Bank Demand Position Indication System counts the pulses from the
rod control system that moves the rods. There is one step counter for each
group of rods. Individual rods in a group all receive the same signal to move
and should, therefore, all be at the same position indicated by the group step
counter for that group. The Bank Demand Position Indication System is
considered highly precise (± 1 step or± /8 inch). If a rod does not move one
step for each demand pulse, the step counter will still count the pulse and
incorrectly reflect the position of the rod.

The IRPI System provides an accurate indication of actual rod position, but
at a lower precision than the step counters. This system is based on
inductive analog signals from an electrical coil stack located above the
stepping mechanisms of the control rod magnetic jacks, external to the
pressure housing, but concentric with the rod travel. When the associated
control rod is at the bottom of the core, the magnetic coupling between the
primary and secondary coil winding of the detector is small and there is a
small voltage induced in the secondary. As the control rod is raised by the
magnetic jacks, the relatively high permeability of the lift rod causes an
increase in magnetic coupling. Thus, an analog signal proportional to rod
position is obtained. Direct, continuous readout of every control rod is
presented to the operator on individual indicators (Ref. 3).

INDIAN POINT 2 B 3.1 .4 - 2 Revision 0



Rod Group Alignment Limits
B 3.1.4

BASES

APPLICABLE Control rod misalignment accidents are analyzed in the safety analysis
SAFETY (References 4 and 5). The acceptance criteria for addressing control rod
ANALYSES inoperability or misalignment are that:

a. There be no violations of:

1. Specified acceptable fuel design limits or

2. Reactor Coolant System (RCS) pressure boundary integrity and

b. The core remains subcritical after accident transients.

Two types of misalignment are distinguished. During movement of a control
rod group, one rod may stop moving, while the other rods in the group
continue. This condition may cause excessive power peaking. The second
type of misalignment occurs if one rod fails to insert upon a reactor trip and
remains stuck fully withdrawn. This condition requires an evaluation to
determine that sufficient reactivity worth is held in the control rods to meet
the SDM requirement, with the maximum worth rod stuck fully withdrawn.

Two types of analysis are performed in regard to static rod misalignment
(Ref. 5). With control banks at their insertion limits, one type of analysis
considers the case when any one rod is completely inserted into the core.
The second type of analysis considers the case of a completely withdrawn
single rod from a bank inserted to its insertion limit. Satisfying limits on
departure from nucleate boiling ratio in both of these cases bounds the
situation when a rod is misaligned.

When reactor power is > 85% RTP, an indicated misalignment of ± 12 steps
(± 7.5 inches) between individual rod positions and the group step counter
demand position will not cause the power peaking factor limits to be
exceeded. This limit assumes a maximum IRPI instrument error of ± 12 steps
(± 7.5 inches) allowing for an actual misalignment of ± 24 steps (± 15 inches).
However, when the group step counter demand position is > 209 steps, it is
acceptable for the IRPI to indicate misalignment greater than + 12 steps (i.e.,
may be up to + 16 steps) as specified in Table 3.1.4-1 without accounting for
peaking factor margin. This is acceptable because the top of active fuel
(TAF) is at 221 steps. With group step counter demand position > 209 steps
and IRPI deviation > + 12 steps, the IRPI determined rod position is above
the top of active fuel where it will not result in increased peaking factors for
increased misalignments. Similarly, allowable negative deviation limits may
increase by 1 step for every step of group step counter demand position over
the top of active fuel as specified in Table 3.1.4-1. These rod misalignment
limits were justified in Reference 5 and approved in Reference 6.
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When reactor power is < 85% RTP, an indicated misalignment of ± 24 steps
(± 15 inches) between individual rod (i.e., IRPI) positions and the group step
counter demand position will not cause the power peaking factor limits to be
exceeded. This limit assumes a maximum instrument error of ± 12 steps
(i 7.5 inches) allowing for an actual misalignment of ± 36 steps
(i 22.5 inches). These rod misalignment limits were justified in Reference 5
and approved in Reference 6.

As explained in Reference 5, the rod alignment limit analyses were
performed using two distinct models of the P2 core. These models
addressed large variations in cycle length, number of feed assemblies, fuel
enrichments and burnable poisons and are expected to bound any current or
future fuel management strategies. Therefore, the results of the rod
misalignment analyses are considered to be cycle independent.

Another type of misalignment occurs if one RCCA fails to insert upon a
reactor trip and remains stuck fully withdrawn. This condition is assumed in
the evaluation to determine that the required SDM is met with the maximum
worth RCCA also fully withdrawn (Ref. 5).

The Required Actions in this LCO ensure that either deviations from the
alignment limits will be corrected or that THERMAL POWER will be adjusted
so that excessive local linear heat rates (LHRs) will not occur, and that the
requirements on SDM and ejected rod worth are preserved.

Continued operation of the reactor with a misaligned control rod is allowed if
the heat flux hot channel factor (FO(Z)) and the nuclear enthalpy hot channel
factor (FNH) are verified to be within their limits in the COLR and the safety
analysis is verified to remain valid. When a control rod is misaligned, the
assumptions that are used to determine the rod insertion limits, AFD limits,
and quadrant power tilt limits are not preserved. Therefore, the limits may
not preserve the design peaking factors, and FQ(Z) and F H must be verified
directly by incore mapping. Bases Section 3.2 (Power Distribution Limits)
contains more complete discussions of the relation of F0(Z) and FH to the
operating limits.

Shutdown and control rod OPERABILITY and alignment are directly related
to power distributions and SDM, which are initial conditions assumed in
safety analyses. Therefore they satisfy Criterion 2 of 10 CFR 50.36(c)(2)(ii).
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LCO The limits on shutdown or control rod alignments ensure that the
assumptions in the safety analysis will remain valid. The requirements on
control rod OPERABILITY ensure that upon reactor trip, the assumed
reactivity will be available and will be inserted. The control rod
OPERABILITY requirements (i.e., trippability) are separate from the
alignment requirements, which ensure that the RCCAs and banks maintain
the correct power distribution and rod alignment. The rod OPERABILITY
requirement is satisfied provided the rod will fully insert in the required rod
drop time assumed in the safety analysis. Rod control malfunctions that
result in the inability to move a rod (e.g., rod lift coil failures), but that do not
impact trippability, do not result in rod inoperability.

To ensure that individual rods are properly aligned with their associated
group step counter demand position, the following limits are placed on
individual rod positions:

a. When THERMAL POWER is > 85% RTP, the difference between each
individual indicated rod position and its group step counter demand
position shall be within the limits specified in Table 3.1.4-1 for the
group step counter demand position; and

b. When THERMAL POWER is S 85% RTP, the difference between each
individual indicated rod position and its group step counter demand
position shall be < 24 steps.

Control rod misalignment is the IRPI Rod Position minus Group Step
Counter Demand Position.

Failure to meet the requirements of this LCO may produce unacceptable
power peaking factors and LHRs, or unacceptable SDMs, all of which may
constitute initial conditions inconsistent with the safety analysis.

APPLICABILITY The requirements on RCCA OPERABILITY and alignment are applicable in
MODES 1 and 2 because these are the only MODES in which neutron (or
fission) power is generated, and the OPERABILITY (i.e., trippability and rod
insertion speed) and alignment of rods have the potential to affect the safety
of the plant. In MODES 3, 4, 5, and 6, the alignment limits do not apply
because the control rods are bottomed and the reactor is shut down and not
producing fission power. In the shutdown MODES, the OPERABILITY of the
shutdown and control rods has the potential to affect the required SDM, but
this effect can be compensated for by an increase in the boron concentration
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of the RCS. See LCO 3.1.1, "SHUTDOWN MARGIN," for SDM in
MODES 3, 4, and 5 and LCO 3.9.1, "Boron Concentration," for boron
concentration requirements during refueling.

ACTIONS A.1.1 and A.1.2

When one or more rods are inoperable (i.e. untrippable), there is a possibility
that the required SDM may be adversely affected. Under these conditions, it
is important to determine the SDM, and if it is less than the required value,
initiate boration until the required SDM is recovered. The Completion Time
of 1 hour is adequate for determining SDM and, if necessary, for initiating
emergency boration and restoring SDM.

In this situation, SDM verification must include the worth of the untrippable
rod, as well as a rod of maximum worth.

A.2

If the inoperable rod(s) cannot be restored to OPERABLE status, the plant
must be brought to a MODE or condition in which the LCO requirements are
not applicable. To achieve this status, the unit must be brought to at least
MODE 3 within 6 hours.

The allowed Completion Time is reasonable, based on operating
experience, for reaching MODE 3 from full power conditions in an orderly
manner and without challenging plant systems.

8.1

When a rod becomes misaligned, it can usually be moved and is still
trippable. If the rod can be realigned within the Completion Time of 1 hour,
local xenon redistribution during this short interval will not be significant, and
operation may proceed without further restriction.

Alternately, a power reduction to • 85% RTP will result in the LCO being met
if IRPIs associated with all groups indicate within ± 24 steps (± 15 inches) of
the group step counter demand position. If LCO 3.1.4.b is met when
< 85% RTP, realigning RCCAs to within the limits of LCO 3.1 .4.a is required
only as a condition for increasing power to > 85% RTP.
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An alternative to realigning a single misaligned RCCA to the group average
position is to align the remainder of the group to the position of the
misaligned RCCA. However, this must be done without violating the bank
sequence, overlap, and insertion limits specified in LCO 3.1.5, "Shutdown
Bank Insertion Limits," and LCO 3.1.6, "Control Bank Insertion Limits." The
Completion Time of 1 hour gives the operator sufficient time to adjust the rod
positions in an orderly manner.

B.2.1.1 and B.2.1.2

With a misaligned rod, SDM must be verified to be within limit or boration
must be initiated to restore SDM to within limit.

Power operation may continue with one RCCA trippable but misaligned,
provided that SDM is verified within 1 hour. The Completion Time of 1 hour
represents the time necessary for determining the actual unit SDM and, if
necessary, aligning and starting the necessary systems and components to
initiate boration.

B.2.2. B.2.3, B.2.4. B.2.5. and B.2.6

For continued operation with a misaligned rod, RTP must be reduced, SDM
must periodically be verified within limits, hot channel factors (FO(Z) and FH)
must be verified within limits, and the safety analyses must be re-evaluated
to confirm continued operation is permissible.

Reduction of power to 75% RTP ensures that local LHR increases due to a
misaligned RCCA will not cause the core design criteria to be
exceeded. The Completion Time of 2 hours gives the operator sufficient
time to accomplish an orderly power reduction without challenging the
Reactor Protection System.

When a rod is known to be misaligned, there is a potential to impact the
SDM. Since the core conditions can change with time, periodic verification
of SDM is required. A Frequency of 12 hours is sufficient to ensure this
requirement continues to be met.

Verifying that F0(Z), as approximated by Fc(Z) and Fw(Z), and FH are within
the required limits ensures that current operation at 75% RTP with a rod
misaligned is not resulting in power distributions that may invalidate safety
analysis assumptions at full power. The Completion Time of 72 hours allows
sufficient time to obtain flux maps of the core power distribution using the
incore flux mapping system and to calculate F0(Z) and FH.
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Once current conditions have been verified acceptable, time is available to
perform evaluations of accident analysis to determine that core limits will not
be exceeded during a Design Basis Event for the duration of operation under
these conditions. The accident analyses presented in Reference 5 that may
be adversely affected will be evaluated to ensure that the analysis results
remain valid for the duration of continued operation under these conditions.
A Completion Time of 5 days is sufficient time to obtain the required input
data and to perform the analysis.

C.1

When Required Actions cannot be completed within their Completion Time,
the unit must be brought to a MODE or Condition in which the LCO
requirements are not applicable. To achieve this status, the unit must be
brought to at least MODE 3 within 6 hours, which obviates concerns about
the development of undesirable xenon or power distributions. The allowed
Completion Time of 6 hours is reasonable, based on operating experience,
for reaching MODE 3 from full power conditions in an orderly manner and
without challenging the plant systems.

D.1.1 and D.1.2

More than one control rod becoming misaligned from its group average
position is not expected, and has the potential to reduce SDM. Therefore,
SDM must be evaluated. One hour allows the operator adequate time to
determine SDM. Restoration of the required SDM, if necessary, requires
increasing the RCS boron concentration to provide negative reactivity, as
described in the Bases for LCO 3.1.1. The required Completion Time of
1 hour for initiating boration is reasonable, based on the time required for
potential xenon redistribution, the low probability of an accident occurring,
and the steps required to complete the action. This allows the operator
sufficient time to align the required valves and start the boric acid pumps.
Boration will continue until the required SDM is restored.

A power reduction to < 85% RTP will result in the LCO being met if IRPIs
associated with all groups indicate within ± 24 steps (± 15 inches) of the
group step counter demand position. If LCO 3.1.4.b is met when
< 85% RTP, realigning RCCAs to within the limits of LCO 3.1 .4.a is required
only as a condition for increasing power to > 85% RTP.
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D.2

If more than one rod is found to be misaligned or becomes misaligned
because of bank movement, the unit conditions fall outside of the accident
analysis assumptions. Since automatic bank sequencing would continue to
cause misalignment, the unit must be brought to a MODE or Condition in
which the LCO requirements are not applicable. To achieve this status, the
unit must be brought to at least MODE 3 within 6 hours.

The allowed Completion Time is reasonable, based on operating
experience, for reaching MODE 3 from full power conditions in an orderly
manner and without challenging plant systems.

SURVEILLANCE SR 3.1.4.1
REQUIREMENTS

Verification that individual rod positions are within alignment limits at a
Frequency of 12 hours provides a history that allows the operator to detect a
rod that is beginning to deviate from its expected position. Rod position may
be verified using normal indication, direct readings using a digital volt meter,
or the plant computer. The specified Frequency takes into account other rod
position information that is continuously available to the operator in the
control room, so that during actual rod motion, deviations can immediately
be detected.

This SR is modified by a Note that explains the SR is not required to be met
for an individual control rod until 1 hour after completion of movement of that
rod. This allowance is needed because it provides time for thermal
stabilization of rod position instrumentation. This allowance is acceptable
because individual rod position indicators may not accurately reflect control
rod position prior to thermal stabilization and there is a presumption that
individual control rods will move with their group (Ref. 6).

SR 3.1.4.2

Verifying each control rod is OPERABLE would require that each rod be
tripped. However, in MODES 1 and 2, tripping each control rod would result
in radial or axial power tilts, or oscillations. Exercising each individual
control rod every 92 days provides increased confidence that all rods
continue to be OPERABLE without exceeding the alignment limit, even if
they are not regularly tripped. Moving each control rod by 10 steps in one
direction will not cause radial or axial power tilts, or oscillations, to occur.
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This SR requires that control rods be inserted or withdrawn by at least
10 steps which is sufficient to ensure that rod movement can be confirmed
by individual rod position indicators. The 92 day Frequency takes into
consideration other information available to the operator in the control room
and SR 3.1.4.1, which is performed more frequently and adds to the
determination of OPERABILITY of the rods. Between required
performances of SR 3.1.4.2 (determination of control rod OPERABILITY by
movement), if a control rod(s) is discovered to be immovable, but remains
trippable the control rod(s) is considered to be OPERABLE. At any time, if a
control rod(s) is immovable, a determination of the trippability
(OPERABILITY) of the control rod(s) must be made, and appropriate action
taken.

SR 3.1.4.3

Verification of rod drop times allows the operator to determine that the
maximum rod drop time permitted is consistent with the assumed rod drop
time used in the safety analysis. Measuring rod drop times prior to reactor
criticality, after reactor vessel head removal, ensures that the reactor
internals and rod drive mechanism will not interfere with rod motion or rod
drop time, and that no degradation in these systems has occurred that would
adversely affect control rod motion or drop time. This testing is performed
with all RCPs operating and the average moderator temperature 2 500OF to
simulate a reactor trip under actual conditions.

This Surveillance is performed during a plant outage, due to the plant
conditions needed to perform the SR and the potential for an unplanned
plant transient if the Surveillance was performed with the reactor at power.

REFERENCES 1. 10 CFR 50, Appendix A.

2. 10 CFR 50.46.

3. UFSAR, Section 7.3.

4. UFSAR, Appendix 3.B.3.

5. WCAP-15902, Conditional Extension of the Rod Misalignment
Technical Specification for Indian Point Unit 2."
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B 3.1.4

BASES
REFERENCES (continued)

6. Safety Evaluation by the Office of Nuclear Reactor Regulation
Related to Amendment No. 234 to Facility Operating License No.
DPR-26, October 12, 2002.
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Shutdown Bank Insertion Limits
B 3.1.5

B 3.1 REACTIVITY CONTROL SYSTEMS

B 3.1.5 Shutdown Bank Insertion Limits

BASES

BACKGROUND The insertion limits of the shutdown and control banks are initial
assumptions in all safety analyses that assume rod insertion upon reactor
trip. The insertion limits directly affect core power and fuel burnup
distributions and assumptions of available ejected rod worth, SDM and initial
reactivity insertion rate.

The applicable criteria for these reactivity and power distribution design
requirements are 10 CFR 50, Appendix A, GDC 10, "Reactor Design,"
GDC 26, "Reactivity Control System Redundancy and Protection," GDC 28,
"Reactivity Limits" (Ref. 1), and 10 CFR 50.46, "Acceptance Criteria for
Emergency Core Cooling Systems for Light Water Nuclear Power Reactors"
(Ref. 2). Limits on control rod insertion have been established, and all rod
positions are monitored and controlled during power operation to ensure that
the power distribution and reactivity limits defined by the design power
peaking and SDM limits are preserved.

The rod cluster control assemblies (RCCAs) are divided among control
banks and shutdown banks. Each bank may be further subdivided into two
groups to provide for precise reactivity control. A group consists of two or
more RCCAs that are electrically paralleled to step simultaneously. A bank
of RCCAs consists of two groups that are moved in a staggered fashion, but
always within one step of each other. P2 has four control banks and four
shutdown banks.-See LCO 3.1.4, "Rod Group Alignment Limits," for control
and shutdown rod OPERABILITY and alignment requirements, and
LCO 3.1.7, "Rod Position Indication," for position indication requirements.

The control banks are used for precise reactivity control of the reactor. The
positions of the control banks are normally automatically controlled by the
Rod Control System, but they can also be manually controlled. They are
capable of adding negative reactivity very quickly (compared to borating).
The control banks must be maintained above designed insertion limits and
are typically near the fully withdrawn position during normal full power
operations.

Hence, they are not capable of adding a large amount of positive reactivity.
Boration or dilution of the Reactor Coolant System (RCS) compensates for
the reactivity changes associated with large changes in RCS temperature,

INDIAN POINT 2 B 3.1 .5 - 1 Revision 0



Shutdown Bank Insertion Limits
B 3.1.5

BASES
BACKGROUND (continued)

power and fuel depletion. The design calculations are performed with the
assumption that the shutdown banks are withdrawn first. The shutdown
banks can be fully withdrawn without the core going critical. This provides
available negative reactivity in the event of boration errors. The shutdown
banks are controlled manually by the control room operator. During normal
unit operation, the shutdown banks are either fully withdrawn or fully
inserted. The shutdown banks must be completely withdrawn from the core,
prior to withdrawing any control banks during an approach to criticality. The
shutdown banks are then left in this position until the reactor is shut down.
They affect core power and burnup distribution, and add negative reactivity
to shut down the reactor upon receipt of a reactor trip signal.

APPLICABLE
SAFETY
ANALYSES

On a reactor trip, all RCCAs (shutdown banks and control banks), except the
most reactive RCCA, are assumed to insert into the core. The shutdown
banks shall be at or above their insertion limits and available to insert the
maximum amount of negative reactivity on a reactor trip signal. The control
banks may be partially inserted in the core, as allowed by LCO 3.1.6,
"Control Bank Insertion Limits." The shutdown bank and control bank
insertion limits are established to ensure that a sufficient amount of negative
reactivity is available to shut down the reactor and maintain the required
SDM (see LCO 3.1.1, "SHUTDOWN MARGIN") following a reactor trip from
full power. The combination of control banks and shutdown banks (less the
most reactive RCCA, which is assumed to be fully withdrawn) is sufficient to
take the reactor from full power conditions at rated temperature to zero
power, and to maintain the required SDM at rated no load temperature
(Ref. 3). The shutdown bank insertion limit also limits the reactivity worth of
an ejected shutdown rod.

The acceptance criteria for addressing shutdown and control rod bank
insertion limits and inoperability or misalignment is that:

a. There be no violations of:

1. Specified acceptable fuel design limits or

2. RCS pressure boundary integrity and

b. The core remains subcritical after accident transients.

As such, the shutdown bank insertion limits affect safety analysis involving
core reactivity and SDM (Ref. 3).
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Shutdown Bank Insertion Limits
B 3.1.5

BASES
APPLICABLE SAFETY ANALYSES (continued)

The shutdown bank insertion limits preserve an initial condition assumed in
the safety analyses and, as such, satisfy Criterion 2 of
10 CFR 50.36(c)(2)(ii).

LCO The shutdown banks must be within their insertion limits any time the reactor
is critical or approaching criticality. This ensures that a sufficient amount of
negative reactivity is available to shut down the reactor and maintain the
required SDM following a reactor trip.

The shutdown bank insertion limits are defined in the COLR.

APPLICABILITY The shutdown banks must be within their insertion limits, with the reactor in
MODES 1 and 2. This ensures that a sufficient amount of negative reactivity
is available to shut down the reactor and maintain the required SDM
following a reactor trip. The shutdown banks do not have to be within their
insertion limits in MODE 3, unless an approach to criticality is being made. In
MODE 3, 4, 5, or 6, the shutdown banks are fully inserted in the core and
contribute to the SDM. Refer to LCO 3.1.1 for SDM requirements in
MODES 3, 4, and 5. LCO 3.9.1, "Boron Concentration," ensures adequate
SDM in MODE 6.

The Applicability requirements have been modified by a Note indicating the
LCO requirement is suspended during SR 3.1.4.2. This SR verifies the
freedom of the rods to move, and requires the shutdown bank to move
below the LCO limits, which would normally violate the LCO.

ACTIONS A.1.1. A.1.2 and A.2

When one or more shutdown banks is not within insertion limits, 2 hours is
allowed to restore the shutdown banks to within the insertion limits. This is
necessary because the available SDM may be significantly reduced, with
one or more of the shutdown banks not within their insertion limits. Also,
verification of SDM or initiation of boration within 1 hour is required, since the
SDM in MODES 1 and 2 is ensured by adhering to the control and shutdown
bank insertion limits (see LCO 3.1.1). If shutdown banks are not within their
insertion limits, then SDM will be verified by performing a reactivity balance
calculation, considering the effects listed in the Bases for SR 3.1.1.1.
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BASES
ACTIONS (continued)

The allowed Completion Time of 2 hours provides an acceptable time for
evaluating and repairing minor problems without allowing the plant to remain
in an unacceptable condition for an extended period of time.

B.1

If the shutdown banks cannot be restored to within their insertion limits within
2 hours, the unit must be brought to a MODE where the LCO is not
applicable. The allowed Completion Time of 6 hours is reasonable, based
on operating experience, for reaching the required MODE from full power
conditions in an orderly manner and without challenging plant systems.

SURVEILLANCE SR 3.1.5.1
REQUIREMENTS

Verification that the shutdown banks are within their insertion limits prior to
an approach to criticality ensures that when the reactor is critical, or being
taken critical, the shutdown banks will be available to shut down the reactor,
and the required SDM will be maintained following a reactor trip. This
SR and Frequency ensure that the shutdown banks are withdrawn before
the control banks are withdrawn during a unit startup.

Since the shutdown banks are positioned manually by the control room
operator, a verification of shutdown bank position at a Frequency of
12 hours, after the reactor is taken critical, is adequate to ensure that they
are within their insertion limits. Also, the 12 hour Frequency takes into
account other information available in the control room for the purpose of
monitoring the status of shutdown rods.

REFERENCES 1. 10 CFR 50, Appendix A.

2. 10 CFR 50.46.

3. UFSAR, Chapter 14.

INDIAN POINT 2 B 3.1.5 - 4 Revision 0



Control Bank Insertion Limits
B 3.1.6

B 3.1 REACTIVITY CONTROL SYSTEMS

B 3.1.6 Control Bank Insertion Limits

BASES

BACKGROUND The insertion limits of the shutdown and control rods are initial assumptions
in all safety analyses that assume rod insertion upon reactor trip. The
insertion limits directly affect core power and fuel burnup distributions and
assumptions of available SDM, and initial reactivity insertion rate.

The applicable criteria for these reactivity and power distribution design
requirements are 10 CFR 50, Appendix A, GDC 10, "Reactor Design,"
GDC 26, "Reactivity Control System Redundancy and Protection," GDC 28,
"Reactivity Limits" (Ref. 1), and 10 CFR 50.46, "Acceptance Criteria for
Emergency Core Cooling Systems for Light Water Nuclear Power Reactors"
(Ref. 2). Limits on control rod insertion have been established, and all rod
positions are monitored and controlled during power operation to ensure that
the power distribution and reactivity limits defined by the design power
peaking and SDM limits are preserved.

The rod cluster control assemblies (RCCAs) are divided among control
banks and shutdown banks. Each bank may be further subdivided into two
groups to provide for precise reactivity control. A group consists of two or
more RCCAs that are electrically paralleled to step simultaneously. A bank
of RCCAs consists of two groups that are moved in a staggered fashion, but
always within one step of each other. P2 has four control banks and four
shutdown banks. See LCO 3.1.4, "Rod Group Alignment Limits," for control
and shutdown rod OPERABILITY and alignment requirements, and
LCO 3.1.7, "Rod Position Indication," for position indication requirements.

The control bank insertion limits are specified in the COLR. The control
banks are required to be at or above the insertion limit lines. The COLR also
indicates how the control banks are moved in an overlap pattern. Overlap is
the distance traveled together by two control banks. The predetermined
position of control bank C, at which control bank D will begin to move with
bank C on a withdrawal, will be at 118 steps for a fully withdrawn position of
231 steps. The fully withdrawn position is defined in the COLR.

The control banks are used for precise reactivity control of the reactor. The
positions of the control banks are normally controlled automatically by the
Rod Control System, but can also be manually controlled. They are capable
of adding reactivity very quickly (compared to borating or diluting).
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B 3.1.6

BASES
BACKGROUND (continued)

The power density at any point in the core must be limited, so that the fuel
design criteria are maintained. Together, LCO 3.1.4, LCO 3.1.5, "Shutdown
Bank Insertion Limits," LCO 3.1.6, LCO 3.2.3, "AXIAL FLUX DIFFERENCE
(AFD)," and LCO 3.2.4, "QUADRANT POWER TILT RATIO (QPTR),"
provide limits on control component operation and on monitored process
variables, which ensure that the core operates within the fuel design criteria.

The shutdown and control bank insertion and alignment limits, AFD, and
QPTR are process variables that together characterize and control the three
dimensional power distribution of the reactor core. Additionally, the control
bank insertion limits control the reactivity that could be added in the event of
a rod ejection accident, and the shutdown and control bank insertion limits
ensure the required SDM is maintained.

Operation within the subject LCO limits will prevent fuel cladding failures that
would breach the primary fission product barrier and release fission products
to the reactor coolant in the event of a loss of coolant accident (LOCA), loss
of flow, ejected rod, or other accident requiring termination by a Reactor
Protection System (RPS) trip function.

APPLICABLE The shutdown and control bank insertion limits, AFD, and QPTR LCOs are
SAFETY required to prevent power distributions that could result in fuel cladding
ANALYSES failures in the event of a LOCA, loss of flow, ejected rod, or other accidents

requiring termination by an RPS trip function.

The acceptance criteria for addressing shutdown and control bank insertion
limits and inoperability or misalignment are that:

a. There be no violations of:

1. Specified acceptable fuel design limits or

2. Reactor Coolant System pressure boundary integrity and

b. The core remains subcritical after accident transients.

As such, the shutdown and control bank insertion limits affect safety analysis
involving core reactivity and power distributions (Ref. 3).
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BASES
APPLICABLE SAFETY ANALYSES (continued)

The SDM requirement is ensured by limiting the control and shutdown bank
insertion limits so that allowable inserted worth of the RCCAs is such that
sufficient reactivity is available in the rods to shut down the reactor to hot
zero power with a reactivity margin that assumes the maximum worth RCCA
remains fully withdrawn upon trip (Ref. 3).

Operation at the insertion limits or AFD limits may approach the maximum
allowable linear heat generation rate or peaking factor with the allowed
QPTR present. Operation at the insertion limit may also indicate the
maximum ejected RCCA worth could be equal to the limiting value in fuel
cycles that have sufficiently high ejected RCCA worths.

The control and shutdown bank insertion limits ensure that safety analyses
assumptions for SDM, ejected rod worth, and power distribution peaking
factors are preserved (Ref. 3).

The insertion limits satisfy Criterion 2 of 10 CFR 50.36(c)(2)(ii), in that they
are initial conditions assumed in the safety analysis.

LCO The limits on control banks sequence, overlap, and physical insertion, as
defined in the COLR, must be maintained because they serve the function of
preserving power distribution, ensuring that the SDM is maintained, ensuring
that ejected rod worth is maintained, and ensuring adequate negative
reactivity insertion is available on trip. The overlap between control banks
provides more uniform rates of reactivity insertion and withdrawal and is
imposed to maintain acceptable power peaking during control bank motion.

APPLICABILITY The control bank sequence, overlap, and physical insertion limits shall be
maintained with the reactor in MODE 1 and MODE 2 with keff Ž 1.0. These
limits must be maintained, since they preserve the assumed power
distribution, ejected rod worth, SDM, and reactivity rate insertion
assumptions. Applicability in MODES 3, 4, and 5 is not required, since
neither the power distribution nor ejected rod worth assumptions would be
exceeded in these MODES.

The applicability requirements have been modified by a Note indicating the
LCO requirements are suspended during the performance of SR 3.1.4.2.
This SR verifies the freedom of the rods to move, and requires the control
bank to move below the LCO limits, which would violate the LCO.
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BASES

ACTIONS A.1.1. A.1.2. A.2, B.1.1 B.1.2. and B.2

When the control banks are outside the acceptable insertion limits, they
must be restored to within those limits. This restoration can occur in two
ways:

a. Reducing power to be consistent with rod position or

b. Moving rods to be consistent with power.

Also, verification of SDM or initiation of boration to regain SDM is required
within 1 hour, since the SDM in MODES 1 and 2 normally ensured by
adhering to the control and shutdown bank insertion limits (see LCO 3.1.1,
"SHUTDOWN MARGIN") has been upset. If control banks are not within
their insertion limits, then SDM will be verified by performing a reactivity
balance calculation, considering the effects listed in the BASES for
SR 3.1.1.1.

Similarly, if the control banks are found to be out of sequence or in the
wrong overlap configuration, they must be restored to meet the limits.

Operation beyond the LCO limits is allowed for a short time period in order to
take conservative action because the simultaneous occurrence of either a
LOCA, loss of flow accident, ejected rod accident, or other accident during
this short time period, together with an inadequate power distribution or
reactivity capability, has an acceptably low probability.

The allowed Completion Time of 2 hours for restoring the banks to within the
insertion, sequence, and overlaps limits provides an acceptable time for
evaluating and repairing minor problems without allowing the plant to remain
in an unacceptable condition for an extended period of time.

C.1

If Required Actions A.1 and A.2, or B.1 and B.2 cannot be completed within
the associated Completion Times, the plant must be brought to MODE 2 with
keff < 1.0, where the LCO is not applicable. The allowed Completion Time of
6 hours is reasonable, based on operating experience, for reaching the
required MODE from full power conditions in an orderly manner and without
challenging plant systems.
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BASES

SURVEILLANCE SR 3.1.6.1
REQUIREMENTS

This Surveillance is required to ensure that the reactor does not achieve
criticality with the control banks below their insertion limits.

The estimated critical position (ECP) depends upon a number of factors, one
of which is xenon concentration. If the ECP was calculated for a time
different from when criticality occurs, xenon concentration could change to
make the ECP substantially in error. Conversely, determining the ECP
immediately before criticality could be an unnecessary burden. There are a
number of unit parameters requiring operator attention at that point. Verifying
the ECP calculation within 4 hours prior to criticality avoids a large error from
changes in xenon concentration, but allows the operator some flexibility to
schedule the ECP calculation with other startup activities.

SR 3.1.6.2

Verification of the control bank insertion limits at a Frequency of 12 hours is
sufficient to detect control banks that may be approaching the insertion limits
since, normally, very little rod motion occurs in 12 hours.

SR 3.1.6.3

When control banks are maintained within their insertion limits as checked
by SR 3.1.6.2 above, it is unlikely that their sequence and overlap will not be
in accordance with requirements provided in the COLR. A Frequency of
12 hours is consistent with the insertion limit check above in SR 3.1.6.2.

REFERENCES 1. 10 CFR 50, Appendix A.

2. 10 CFR 50.46.

3. UFSAR, Chapter 14.
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B 3.1 REACTIVITY CONTROL SYSTEMS

B 3.1.7 Rod Position Indication

BASES

BACKGROUND According to GDC 13 (Ref. 1), instrumentation to monitor variables and
systems over their operating ranges during normal operation, anticipated
operational occurrences, and accident conditions must be OPERABLE.
LCO 3.1.7 is required to ensure OPERABILITY of the control rod position
indicators to determine control rod positions and thereby ensure compliance
with the control rod alignment and insertion limits.

The OPERABILITY, including position indication, of the shutdown and
control rods is an initial assumption in all safety analyses that assume rod
insertion upon reactor trip. Maximum rod misalignment is an initial
assumption in the safety analysis that directly affects core power
distributions and assumptions of available SDM. Rod position indication is
required to assess OPERABILITY and misalignment.

Mechanical or electrical failures may cause a control rod to become
inoperable or to become misaligned from its group. Control rod inoperability
or misalignment may cause increased power peaking, due to the asymmetric
reactivity distribution and a reduction in the total available rod worth for
reactor shutdown. Therefore, control rod alignment and OPERABILITY are
related to core operation in design power peaking limits and the core design
requirement of a minimum SDM.

Limits on control rod alignment and OPERABILITY have been established,
and all rod positions are monitored and controlled during power operation to
ensure that the power distribution and reactivity limits defined by the design
power peaking and SDM limits are preserved.

Rod cluster control assemblies (RCCAs), or rods, are moved out of the core
(up or withdrawn) or into the core (down or inserted) by their control rod
drive mechanisms. The RCCAs are divided among control banks and
shutdown banks. Each bank may be further subdivided into two groups to
provide for precise reactivity control.

The axial position of shutdown rods and control rods are determined by two
separate and independent systems: the Bank Demand Position Indication
System (commonly called group step counters) and the Individual Rod
Position Indication (IRPI) System.
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BASES
BACKGROUND (continued)

The Bank Demand Position Indication System counts the pulses from the
Rod Control System that move the rods. There is one step counter for each
group of rods. Individual rods in a group all receive the same signal to move
and should, therefore, all be at the same position indicated by the group step
counter for that group. The Bank Demand Position Indication System is
considered highly precise (± 1 step or ± 5/8 inch). If a rod does not move one
step for each demand pulse, the step counter will still count the pulse and
incorrectly reflect the position of the rod.

The IRPI System provides an accurate indication of actual control rod
position, but at a lower precision than the step counters. This system is
based on inductive analog signals from a series of coils spaced along a
hollow tube with a center to center distance of 3.75 inches, which is 6 steps.
Therefore, the normal indication accuracy of the IRPI System is ± 6 steps
(± 3.75 inches), and the maximum uncertainty is ± 12 steps (± 7.5 inches).
With an indicated deviation of 12 steps between the group step counter and
IRPI, the maximum deviation between actual rod position and the demand
position could be 24 steps (15 inches).

APPLICABLE
SAFETY
ANALYSES

Control and shutdown rod position accuracy is essential during power
operation. Power peaking, ejected rod worth, or SDM limits may be violated
in the event of a Design Basis Accident (Ref. 2), with control or shutdown
rods operating outside their limits undetected. Therefore, the acceptance
criteria for rod position indication is that rod positions must be known with
sufficient accuracy in order to verify the core is operating within the group
sequence, overlap, design peaking limits, ejected rod worth, and with
minimum SDM (LCO 3.1.5, "Shutdown Bank Insertion Limits," and
LCO 3.1.6, "Control Bank Insertion Limits"). The rod positions must also be
known in order to verify the alignment limits are preserved (LCO 3.1.4, "Rod
Group Alignment Limits"). Control rod positions are continuously monitored
to provide operators with information that ensures the plant is operating
within the bounds of the accident analysis assumptions.

The control rod position indicator channels satisfy Criterion 2 of
10 CFR 50.36(c)(2)(ii). The control rod position indicators monitor control
rod position, which is an initial condition of the accident.
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LCO LCO 3.1.7 specifies that one IRPI System and one Bank Demand Position
Indication System be OPERABLE for each control rod. For the control rod
position indicators to be OPERABLE requires meeting the SR of the
LCO and the following:

a. The IRPI System indicates within a specified limit of the group step
counter demand position as required by LCO 3.1.4, "Rod Group
Alignment Limits,"

b. For the IRPI System there are no failed coils, and

c. The Bank Demand Indication System has been calibrated either in the
fully inserted position or to the IRPI System.

The 12 step agreement limit between the Bank Demand Position Indication
System and the IRPI System indicates that the Bank Demand Position
Indication System is adequately calibrated, and can be used for indication of
the measurement of control rod bank position.

An IRPI channel is OPERABLE if individual rod position can be determined
using normal indication, direct readings using a digital volt meter, or the plant
computer.

A deviation of less than the allowable limit, given in LCO 3.1.4, in position
indication for a single control rod, ensures high confidence that the position
uncertainty of the corresponding control rod group is within the assumed
values used in the analysis (that specified control rod group insertion limits).

These requirements ensure that control rod position indication during power
operation and PHYSICS TESTS is accurate, and that design assumptions
are not challenged.

OPERABILITY of the position indicator channels ensures that inoperable,
misaligned, or mispositioned control rods can be detected. Therefore, power
peaking, ejected rod worth, and SDM can be controlled within acceptable
limits.

APPLICABILITY The requirements on the IRPI and step counters are only applicable in
MODES 1 and 2 (consistent with LCO 3.1.4, LCO 3.1.5, and LCO 3.1.6),
because these are the only MODES in which power is generated, and the
OPERABILITY and alignment of rods have the potential to affect the safety
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BASES
APPLICABILITY (continued)

of the plant. In the shutdown MODES, the OPERABILITY of the shutdown
and control banks has the potential to affect the required SDM, but this effect
can be compensated for by an increase in the boron concentration of the
Reactor Coolant System.

ACTIONS The ACTIONS Table is modified by a Note indicating that a separate
Condition entry is allowed for each inoperable rod position indicator and
each demand position indicator. This is acceptable because the Required
Actions for each Condition provide appropriate compensatory actions for
each inoperable position indicator.

A.1

When one IRPI channel per group fails, the position of the rod may still be
determined indirectly by use of the movable incore detectors. Based on
experience, normal power operation does not require excessive movement
of banks. If a bank has been significantly moved, the Required Action of C.1
or C.2 below is required. Therefore, verification of RCCA position within the
Completion Time of 12 hours is adequate for allowing continued full power
operation, since the probability of simultaneously having a rod significantly
out of position and an event sensitive to that rod position is small.

A.2

Reduction of THERMAL POWER to <50% RTP puts the core into a
condition where rod position is not significantly affecting core peaking factors
(Ref. 2).

The allowed Completion Time of 12 hours is reasonable, based on operating
experience, for reducing power to < 50% RTP from full power conditions
without challenging plant systems and allowing for rod position determination
by Required Action A.1 above.

B.1, B.2. B.3. and B.4

When more than one IRPI per group fail, additional actions are necessary to
ensure that acceptable power distribution limits are maintained, minimum
SDM is maintained, and the potential effects of rod misalignment on
associated accident analyses are limited. Placing the Rod Control System in
manual assures unplanned rod motion will not occur. Together with the
indirect position determination available via movable incore detectors, these
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BASES
ACTIONS (continued)

actions will minimize the potential for rod misalignment. The immediate
Completion Time for placing the Rod Control System in manual reflects the
urgency with which unplanned rod motion must be prevented while in this
Condition.

Monitoring and recording reactor coolant Tavg help assure that significant
changes in power distribution and SDM are avoided. The once per hour
Completion Time is acceptable because only minor fluctuations in RCS
temperature are expected at steady state plant operating conditions.

The position of the rods may be determined indirectly by use of the movable
incore detectors. Verification of control rod position once per 12 hours is
adequate for allowing continued full power operation for a limited, 24 hour
period, since the probability of simultaneously having a rod significantly out
of position and an event sensitive to that rod position is small. The 24 hour
Completion Time provides sufficient time to troubleshoot and restore the
IRPI system to operation while avoiding the plant challenges associated with
the shutdown without full rod position indication.

Based on operating experience, normal power operation does not require
excessive rod movement. If one or more rods has been significantly moved,
the Required Action of C.1 and C.2 below is required.

C.1 and C.2

These Required Actions clarify that when one or more rods with inoperable
position indicators have been moved in excess of 24 steps (15 inches) in
one direction since the position was last determined, the Required Actions
of A.1 and A.2, or B.1, as applicable are still appropriate but must be initiated
promptly under Required Action C.1 to begin verifying that these rods are
still properly positioned, relative to their group positions.

If, within 4 hours, the rod positions have not been determined, THERMAL
POWER must be reduced to • 50% RTP within 8 hours to avoid undesirable
power distributions that could result from continued operation at > 50% RTP,
if one or more rods are misaligned by more than 24 steps (15 inches). The
allowed Completion Time of 4 hours provides an acceptable period of time to
verify the rod positions.
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ACTIONS (continued)

D.1.1 and D.1.2

With one demand position indicator per bank inoperable (i.e., demand
position for a group cannot be determined), the rod positions can be
determined by the IRPI System. Since normal power operation does not
require excessive movement of rods, verification by administrative means
that the rod position indicators are OPERABLE and the most withdrawn rod
and the least withdrawn rod are 12 steps apart within the allowed
Completion Time of once every 8 hours is adequate.

D.2

Reduction of THERMAL POWER to 50% RTP puts the core into a
condition where rod position is not significantly affecting core peaking factor
limits (Ref. 3). The allowed Completion Time of 8 hours provides an
acceptable period of time to verify the rod positions per Required
Actions C.1.1 and C.1.2 or reduce power to • 50% RTP.

E.1

If the Required Actions cannot be completed within the associated
Completion Time, the plant must be brought to a MODE in which the
requirement does not apply. To achieve this status, the plant must be
brought to at least MODE 3 within 6 hours. The allowed Completion Time is
reasonable, based on operating experience, for reaching the required MODE
from full power conditions in an orderly manner and without challenging plant
systems.

SURVEILLANCE SR 3.1.7.1
REQUIREMENTS

Verification that the IRPI agrees with the demand position within 12 steps
ensures that the IRPI is operating correctly.

This surveillance is performed prior to reactor criticality after each removal of
the reactor head, as there is the potential for unnecessary plant transients if
the SR were performed with the reactor at power.
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Rod Position Indication
B 3.1.7

BASES

REFERENCES 1. 10 CFR 50, Appendix A.

2. UFSAR, Chapter 14.

3. WCAP-15902, Conditional Extension of the Rod Misalignment
Technical Specification for Indian Point Unit 2."
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PHYSICS TESTS Exceptions - MODE 2
B 3.1.8

B 3.1 REACTIVITY CONTROL SYSTEMS

B 3.1.8 PHYSICS TESTS Exceptions - MODE 2

BASES

BACKGROUND The primary purpose of the MODE 2 PHYSICS TESTS exceptions is to
permit relaxations of existing LCOs to allow certain PHYSICS TESTS to be
performed.

Section Xl of 10 CFR 50, Appendix B (Ref. 1), requires that a test program
be established to ensure that structures, systems, and components will
perform satisfactorily in service. All functions necessary to ensure that the
specified design conditions are not exceeded during normal operation and
anticipated operational occurrences must be tested. This testing is an
integral part of the design, construction, and operation of the plant.
Requirements for notification of the NRC, for the purpose of conducting tests
and experiments, are specified in 10 CFR 50.59 (Ref. 2).

The key objectives of a test program are to (Ref. 3):

a. Ensure that the facility has been adequately designed,

b. Validate the analytical models used in the design and analysis,

c. Verify the assumptions used to predict unit response, and

d. Ensure that installation of equipment in the facility has been
accomplished in accordance with the design.

To accomplish these objectives, testing is performed prior to initial criticality,
during startup, during low power operations, during power ascension, at high
power, and after each refueling. The PHYSICS TESTS requirements for
reload fuel cycles ensure that the operating characteristics of the core are
consistent with the design predictions and that the core can be operated as
designed (Ref. 4).

PHYSICS TESTS procedures are written and approved in accordance with
established formats. The procedures include all information necessary to
permit a detailed execution of the testing required to ensure that the design
intent is met. PHYSICS TESTS are performed in accordance with these
procedures and test results are approved prior to continued power
escalation and long term power operation.
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PHYSICS TESTS Exceptions - MODE 2
B 3.1.8

BASES
BACKGROUND (continued)

The PHYSICS TESTS required for reload fuel cycles (Ref. 4) in MODE 2 are
listed in UFSAR, Section 13.6 (Ref. 7).

APPLICABLE The fuel is protected by LCOs that preserve the initial conditions of the core
SAFETY assumed during the safety analyses. The methods for development of the
ANALYSES LCOs that are excepted by this LCO are described in the Westinghouse

Reload Safety Evaluation Methodology Report (Ref. 5). The above
mentioned PHYSICS TESTS, and other tests that may be required to
calibrate nuclear instrumentation or to diagnose operational problems, may
require the operating control or process variables to deviate from their
LCO limitations.

The UFSAR defines requirements for initial testing of the facility, including
PHYSICS TESTS. UFSAR, Section 13.6 (Ref. 7) provides a summary of the
zero, low power, and power tests. Requirements for reload fuel cycle
PHYSICS TESTS are defined in ANSI/ANS-1 9.6.1-1985 (Ref. 4). Although
these PHYSICS TESTS are generally accomplished within the limits for all
LCOs, conditions may occur when one or more LCOs must be suspended to
make completion of PHYSICS TESTS possible or practical. This is
acceptable as long as the fuel design criteria are not violated. When one or
more of the requirements specified in LCO 3.1.3, "Moderator Temperature
Coefficient (MTC)," LCO 3.1.4, LCO 3.1.5, LCO 3.1.6, and LCO 3.4.2 are
suspended for PHYSICS TESTS, the fuel design criteria are preserved as
long as the power level is limited to < 5% RTP, the reactor coolant
temperature is kept 2 541'F, and SDM is within the limits provided in the
COLR for low power physics tests.

The PHYSICS TESTS include measurement of core nuclear parameters or
the exercise of control components that affect process variables. Among the
process variables involved are AFD and QPTR, which represent initial
conditions of the unit safety analyses. Also involved are the movable control
components (control and shutdown banks), which are required to shut down
the reactor. The limits for these variables are specified for each fuel cycle in
the COLR.

As described in LCO 3.0.7, compliance with Test Exception LCOs is
optional, and therefore no criteria of 10 CFR 50.36(c)(2)(ii) apply. Test
Exception LCOs provide flexibility to perform certain operations by
appropriately modifying requirements of other LCOs. A discussion of the
criteria satisfied for the other LCOs is provided in their respective Bases.
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PHYSICS TESTS Exceptions - MODE 2
B 3.1.8

BASES
APPLICABLE SAFETY ANALYSES (continued)

Reference 6 allows special test exceptions (STEs) to be included as part of
the LCO that they affect. It was decided, however, to retain this STE as a
separate LCO because it was less cumbersome and provided additional
clarity.

LCO This LCO allows the reactor parameters of MTC and minimum temperature
for criticality to be outside their specified limits. In addition, it allows selected
control and shutdown rods to be positioned outside of their specified
alignment and insertion limits. Operation beyond specified limits is permitted
for the purpose of performing PHYSICS TESTS and poses no threat to fuel
integrity, provided the SRs are met.

The requirements of LCO 3.1.3, LCO 3.1.4, LCO 3.1.5, LCO 3.1.6,
and LCO 3.4.2 may be suspended during the performance of PHYSICS
TESTS provided:

a. RCS lowest loop average temperature is 2 541 oF,

b. SDM is within the limits provided in the COLR, and

c. THERMAL POWER is 5% RTP.

APPLICABILITY This LCO is applicable when performing low power PHYSICS TESTS. The
Applicability is stated as "During PHYSICS TESTS initiated in MODE 2" to
ensure that the 5% RPT maximum power level is not exceeded. Should the
THERMAL POWER EXCEED 5% RPT, and consequently the unit enters
MODE 1, this Applicability statement prevents exiting this Specification and
its Required Actions.

ACTIONS A.1 and A.2

If the SDM requirement is not met, boration must be initiated promptly. A
Completion Time of 15 minutes is adequate for an operatorto correctly align
and start the required systems and components. The operator should begin
boration with the best source available for the plant conditions. Boration will
be continued until SDM is within limit.

Suspension of PHYSICS TESTS exceptions requires restoration of each of
the applicable LCOs to within specification.

INDIAN POINT 2 B 3.1 .8 - 3 Revision 0



PHYSICS TESTS Exceptions - MODE 2
B 3.1.8

BASES
ACTIONS (continued)

B.1

When THERMAL POWER is > 5% RTP, the only acceptable action is to
open the reactor trip breakers (RTBs) to prevent operation of the reactor
beyond its design limits. Immediately opening the RTBs will shut down the
reactor and prevent operation of the reactor outside of its design limits.

C.1

When the RCS lowest Tavg is < 541 OF, the appropriate action is to restore
Tag to within its specified limit. The allowed Completion Time of 15 minutes
provides time for restoring Tag to within limits without allowing the plant to
remain in an unacceptable condition for an extended period of time.
Operation with the reactor critical and with temperature below 541OF could
violate the assumptions for accidents analyzed in the safety analyses.

D.1

If the Required Actions cannot be completed within the associated
Completion Time, the plant must be brought to a MODE in which the
requirement does not apply. To achieve this status, the plant must be
brought to at least MODE 3 within an additional 15 minutes. The Completion
Time of 15 additional minutes is reasonable, based on operating experience,
for reaching MODE 3 in an orderly manner and without challenging plant
systems.

SURVEILLANCE SR 3.1.8.1
REQUIREMENTS

The power range and intermediate range neutron detectors must be verified
to be OPERABLE in MODE 2 by LCO 3.3.1, "Reactor Protection System
(RPS) Instrumentation." A CHANNEL OPERATIONAL TEST is performed
on each power range and intermediate range channel prior to initiation of the
PHYSICS TESTS. This will ensure that the RPS is properly aligned to
provide the required degree of core protection during the performance of the
PHYSICS TESTS.
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PHYSICS TESTS Exceptions - MODE 2
B 3.1.8

BASES
SURVEILLANCE REQUIREMENTS (continued)

SR 3.1.8.2

Verification that the RCS lowest loop Tavg is 2 541 F will ensure that the unit
is not operating in a condition that could invalidate the safety analyses.
Verification of the RCS temperature at a Frequency of 30 minutes during the
performance of the PHYSICS TESTS will ensure that the initial conditions of
the safety analyses are not violated.

SR 3.1.8.3

Verification that the THERMAL POWER is < 5% RTP will ensure that the
plant is not operating in a condition that could invalidate the safety analyses.
Verification of the THERMAL POWER at a Frequency of 30 minutes during
the performance of the PHYSICS TESTS will ensure that the initial
conditions of the safety analyses are not violated.

SR 3.1.8.4

The SDM is verified by performing a reactivity balance calculation,
considering the following reactivity effects:

a. RCS boron concentration,

b. Control bank position,

c. RCS average temperature,

d. Fuel burnup based on gross thermal energy generation,

e. Xenon concentration,

f. Samarium concentration

g. Isothermal temperature coefficient (ITC), when below the point of
adding heat (POAH),

h. Moderator Defect, when above the POAH, and

i. Doppler Defect, when above the POAH.
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PHYSICS TESTS Exceptions - MODE 2
B 3.1.8

BASES
SURVEILLANCE REQUIREMENTS (continued)

Using the ITC accounts for Doppler reactivity in this calculation when the
reactor is subcritical or critical but below the POAH, and the fuel temperature
will be changing at the same rate as the RCS.

The Frequency of 24 hours is based on the generally slow change in
required boron concentration and on the low probability of an accident
occurring without the required SDM.

REFERENCES 1. 10 CFR 50, Appendix B, Section Xl.

2. 10 CFR 50.59.

3. Regulatory Guide 1.68, Revision 2, August, 1978.

4. ANSI/ANS-19.6.1-1985, December 13,1985.

5. WCAP-9273-NP-A, "Westinghouse Reload Safety Evaluation
Methodology Report," July 1985.

6. WCAP-11618, including Addendum 1, April 1989.

7. UFSAR, Section 13.6.
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Fo(Z)
B 3.2.1

B 3.2 POWER DISTRIBUTION LIMITS

B 3.2.1 Heat Flux Hot Channel Factor (Fa(Z))

BASES

BACKGROUND The purpose of the limits on the values of F(Z) is to limit the local
(i.e., pellet) peak power density. The value of Fa(Z) varies along the axial
height (Z) of the core.

FQ(Z) is defined as the maximum local fuel rod linear power density divided
by the average fuel rod linear power density, assuming nominal fuel pellet
and fuel rod dimensions. Therefore, Fa(Z) is a measure of the peak fuel
pellet power within the reactor core.

During power operation, the global power distribution is limited by
LCO 3.2.3, "AXIAL FLUX DIFFERENCE (AFD)," and LCO 3.2.4,
"QUADRANT POWER TILT RATIO (QPTR)," which are directly and
continuously measured process variables. These LCOs, along with
LCO 3.1.6, "Control Bank Insertion Limits," maintain the core limits on power
distributions on a continuous basis.

F0(Z) varies with fuel loading patterns, control bank insertion, fuel burnup,
and changes in axial power distribution.

FQ(Z) is measured periodically using the incore detector system. These
measurements are generally taken with the core at or near equilibrium
conditions. Using the measured three dimensional power distributions, it is
possible to derive a measured value for F0(Z). However, because this value
represents an equilibrium condition, it does not include the variations in the
value of F0(Z) which are present during nonequilibrium situations.

Core monitoring and control under non-equilibrium conditions are
accomplished by operating the core within the limits of the appropriate
LCOs, including the limits on AFD, QPTR, and control rod insertion.

APPLICABLE This LCO precludes core power distributions that violate the following fuel
SAFETY design criteria:
ANALYSES

a. During a large break loss of coolant accident (LOCA), the peak
cladding temperature must not exceed 22000F (Ref. 1),
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Fo(Z)
B 3.2.1

BASES
APPLICABLE SAFETY ANALYSES (continued)

b. During a loss of forced reactor coolant flow accident, there must be at
least 95% probability at the 95% confidence level (the 95/95 DNB
criterion) that the hot fuel rod in the core does not experience a
departure from nucleate boiling (DNB) condition,

c. During an ejected rod accident, the energy deposition to the fuel must
not exceed 200 cal/gm (Ref. 2), and

d. The control rods must be capable of shutting down the reactor with a
minimum required SDM with the highest worth control rod stuck fully
withdrawn (Ref. 3).

Limits on F(Z) ensure that the value of the initial total peaking factor
assumed in the accident analyses remains valid. Other criteria must also be
met (e.g., maximum cladding oxidation, maximum hydrogen generation,
coolable geometry, and long term cooling). However, the peak cladding
temperature is typically most limiting.

F0(Z) limits assumed in the LOCA analysis are typically limiting relative to
(i.e., lower than) the F(Z) limit assumed in safety analyses for other
postulated accidents. Therefore, this LCO provides conservative limits for
other postulated accidents

FQ(Z) satisfies Criterion 2 of 10 CFR 50.36(c)(2)(ii).

LCO The Heat Flux Hot Channel Factor, FQ(Z), shall be limited by the following
relationships:

Fo(Z) < ( FQ/P ) K(Z)

where: FQ is the Fo(Z) limit at RTP provided in the COLR,

K(Z) is the normalized FQ(Z) as a function of core height provided
in the COLR, and

P = THERMAL POWER/RTP

The actual values of FQ and K(Z) are given in the COLR.
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Fa(Z)
B 3.2.1

BASES
LCO (continued)

An Fo(Z) evaluation requires obtaining an incore flux map in MODE 1. From
the incore flux map results we obtain the measured value (Fm(Z)) of
FQ(Z). Then,

Fa(Z) = Fm(Z) (1.03) (1.05) = FQ(Z) (1.0815)

where 1.0815 is a factor that accounts for fuel manufacturing tolerances of
3% and flux map measurement uncertainty of 5%. F(Z) is calculated at
equilibrium conditions.

The FQ(Z) limits define limiting values for core power peaking that precludes
peak cladding temperatures exceeding 22000F during either a large or small
break LOCA.

This LCO requires operation within the bounds assumed in the safety
analyses. Calculations are performed in the core design process to confirm
that the core can be controlled in such a manner during operation that it can
stay within the LOCA Fa(Z) limits. If FQ(Z) cannot be maintained within the
LCO limits, reduction of the core power is required.

Violating the LCO limits for FQ(Z) produces unacceptable consequences if a
design basis event occurs while FO(Z) is outside its specified limits.

APPLICABILITY The F(Z) limits must be maintained in MODE 1 to prevent core power
distributions from exceeding the limits assumed in the safety
analyses. Applicability in other MODES is not required because there is
either insufficient stored energy in the fuel or insufficient energy being
transferred to the reactor coolant to require a limit on the distribution of core
power.

ACTIONS A. 1

Reducing THERMAL POWER by 2 1% RTP for each 1% by which Fa(Z)
exceeds its limit, maintains an acceptable absolute power density. F(Z) is
FQ(Z) multiplied by a factor accounting for manufacturing tolerances and
measurement uncertainties. F(Z) is the measured value of Fa(Z). The
Completion Time of 15 minutes provides an acceptable time to reduce
power in an orderly manner and without allowing the plant to remain in an
unacceptable condition for an extended period of time.
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Fa(Z)
B 3.2.1

BASES
ACTIONS (continued)

A.2

A reduction of the Power Range Neutron Flux - High trip setpoints by 2 1%
for each 1% by which Fa(Z) exceeds its limit, is a conservative action for
protection against the consequences of severe transients with unanalyzed
power distributions. The Completion Time of 72 hours is sufficient
considering the small likelihood of a severe transient in this time period and
the preceding prompt reduction in THERMAL POWER in accordance with
Required Action A.1.

A.3

Reduction in the Overpower AT trip setpoints (value of K4) by 2 1% for each
1% by which FQ(Z) exceeds its limit, is a conservative action for protection
against the consequences of severe transients with unanalyzed power
distributions. The Completion Time of 72 hours is sufficient considering the
small likelihood of a severe transient in this time period, and the preceding
prompt reduction in THERMAL POWER in accordance with Required
Action A.1.

A4

Verification that Fa(Z) has been restored to within its limit, by performing
SR 3.2.1.1 prior to increasing THERMAL POWER above the limit imposed
by Required Action A.1, ensures that core conditions during operation at
higher power levels and future operation are consistent with safety analyses
assumptions.

Condition A is modified by a Note that requires Required Action A.4 to be
performed wheneverthe Condition is entered. This ensures that SR 3.2.1.1
will be performed prior to increasing THERMAL POWER above the limit of
Required Action A.1, even when Condition A is exited prior to performing
Required Action A.4. Performance of SR 3.2.1.1 is necessary to assure
Fa(Z) is properly evaluated prior to increasing THERMAL POWER.
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Fo(Z)
B 3.2.1

BASES
ACTIONS (continued)

B.1

If Required Actions A.1 through A.4 are not met within their associated
Completion Times, the plant must be placed in a MODE or Condition in
which the LCO requirements are not applicable. This is done by placing the
plant in at least MODE 2 within 6 hours.

This allowed Completion Time is reasonable based on operating experience
regarding the amount of time it takes to reach MODE 2 from full power
operation in an orderly manner and without challenging plant systems.

SURVEILLANCE
REQUIREMENTS

SR 3.2.1.1 is modified by a Note. The Note applies during the first power
ascension after a refueling. It states that THERMAL POWER may be
increased until an equilibrium power level has been achieved at which a
power distribution map can be obtained. This allowance is modified by a
Frequency condition that requires verification that Fa(Z) is within specified
limits after a power rise of more than 10% RTP over the THERMAL POWER
at which it was last verified to be within specified limits. Because F(Z)
could not have previously been measured in this reload core, there is a
second Frequency condition, applicable only for reload cores, that requires
determination of these parameters before exceeding 75% RTP. This
ensures that some determination of FQ(Z) is made at a lower power level at
which adequate margin is available before going to 100% RTP. Also, this
Frequency condition, together with the Frequency condition requiring
verification of FQ(Z) following a power increase of more than 10%, ensures
performance as soon as RTP (or any other level for extended operation) is
achieved. In the absence of these Frequency conditions, it is possible to
increase power to RTP and operate for 31 days without verification of
Fa(Z). The Frequency condition is not intended to require verification of
Fa(Z) after every 10% increase in power level above the last verification. It
only requires verification after a power level is achieved for extended
operation that is 10% higher than that power at which F(Z) was last
measured.

SR 3.2.1.1

Verification that Fo(Z) is within its specified limits involves increasing F'(Z) to
allow for manufacturing tolerance and measurement uncertainties in order to
obtain F(Z). Specifically, F(Z) is the measured value of Fo(Z) obtained
from incore flux map results and F(Z) = F(Z) 1.0815. F(Z) is then
compared to its specified limits.
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Fo(Z)
B 3.2.1

BASES
SURVEILLANCE REQUIREMENTS (continued)

The limit with which Fa(Z) is compared varies inversely with power above
50% RTP and directly with a function called K(Z) provided in the COLR.

Performing this Surveillance in MODE 1 prior to exceeding 75% RTP
ensures that the F(Z) limit is met when RTP is achieved, because the
highest peaking factors generally decrease as core average power level is
increased.

If THERMAL POWER has been increased by 2 10% RTP since the last
determination of Fa(Z), another evaluation of this factor is required 12 hours
after achieving equilibrium conditions at this higher power level (to ensure
that Fo(Z) values are being reduced sufficiently with power increase to stay
within the LCO limits).

The Frequency of 31 EFPD is adequate to monitor the change of power
distribution with core burnup because such changes are slow and well
controlled when the plant is operated in accordance with the Technical
Specifications (TS).

REFERENCES 1. 10 CFR 50.46, 1974.

2. UFSAR, Section 14.2.6.

3. 10 CFR 50, Appendix A.

INDIAN POINT 2 B 3.2.1 - 6 Revision 0



FAH

B 3.2.2

B 3.2 POWER DISTRIBUTION LIMITS

B 3.2.2 Nuclear Enthalpy Rise Hot Channel Factor (FaH)

BASES

BACKGROUND The purpose of this LCO is to establish limits on the power density at any
point in the core so that the fuel design criteria are not exceeded and the
accident analysis assumptions remain valid. The design limits on local
(pellet) and integrated fuel rod peak power density are expressed in terms of
hot channel factors. Control of the core power distribution with respect to
these factors ensures that local conditions in the fuel rods and coolant
channels do not challenge core integrity at any location during either normal
operation or a postulated accident analyzed in the safety analyses.

Fyi is defined as the ratio of the integral of the linear power along the fuel
rod with the highest integrated power to the average integrated fuel rod
power. Therefore, FyNH is a measure of the maximum total power produced in
a fuel rod.

FAH is sensitive to fuel loading patterns, bank insertion, and fuel burnup. FH
typically increases with control bank insertion and typically decreases with
fuel burnup.

FAH is not directly measurable but is inferred from a power distribution map
obtained with the movable incore detector system. Specifically, the results
of the three dimensional power distribution map are analyzed by a computer
to determine FH. This factor is calculated at least every 31 EFPD.
However, during power operation, the global power distribution is monitored
by LCO 3.2.3, "AXIAL FLUX DIFFERENCE (AFD)," and LCO 3.2.4,
"QUADRANT POWER TILT RATIO (QPTR)," which address directly and
continuously measured process variables.

The COLR provides peaking factor limits that ensure that the design basis
value of the departure from nucleate boiling (DNB) is met for normal
operation, operational transients, and any transient condition arising from
events of moderate frequency. The DNB design basis precludes DNB and is
met by limiting the minimum local DNB heat flux ratio to 1.17 using the
WRB-1 CHF correlation for 15 X 15 fuel. All DNB limited transient events
are assumed to begin with an FAH value that satisfies the LCO requirements.

Operation outside the LCO limits may produce unacceptable consequences
if a DNB limiting event occurs. The DNB design basis ensures that there is
no overheating of the fuel that results in possible cladding perforation with
the release of fission products to the reactor coolant.
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FNH

B 3.2.2

BASES

APPLICABLE Limits on FH preclude core power distributions that exceed the following
SAFETY fuel design limits:
ANALYSES

a. There must be at least 95% probability at the 95% confidence level
(the 95/95 DNB criterion) that the hottest fuel rod in the core does not
experience a DNB condition,

b. During a large break loss of coolant accident (LOCA), peak cladding
temperature (PCT) must not exceed 22000F,

c. During an ejected rod accident, the energy deposition to the fuel must
not exceed 200 cal/gm (Ref. 1), and

d. Fuel design limits required by GDC 26 (Ref. 2) for the condition when
control rods must be capable of shutting down the reactor with a
minimum required SDM with the highest worth control rod stuck fully
withdrawn.

For transients that may be DNB limited, the Reactor Coolant System flow
and FAH are the core parameters of most importance. The limits on FH
ensure that the DNB design basis is met for normal operation, operational
transients, and any transients arising from events of moderate frequency.
The DNB design basis is met by limiting the minimum DNBR to the
95/95 DNB criterion of 1.17 using the WRB-1 CHF correlation for 15 X 15
fuel. This value provides a high degree of assurance that the hottest fuel rod
in the core does not experience a DNB.

The allowable FH limit increases with decreasing power level. This
functionality in FNH is included in the analyses that provide the Reactor Core
Safety Limits (SLs) of SL 2.1.1. Therefore, any DNB events in which the
calculation of the core limits is modeled implicitly use this variable value of
FANH in the analyses. Likewise, all transients that may be DNB limited are
assumed to begin with an initial FH as a function of power level defined by
the COLR limit equation.

The LOCA safety analysis indirectly models FNH as an input parameter. The
Nuclear Heat Flux Hot Channel Factor (FO(Z)) and the axial peaking factors
are inserted directly into the LOCA safety analyses that verify the
acceptability of the resulting peak cladding temperature (Ref. 3).
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FNH

B 3.2.2

BASES
APPLICABLE SAFETY ANALYSES (continued)

The fuel is protected in part by the following Technical Specifications, which
ensure that the initial conditions assumed in the safety and accident
analyses remain valid: LCO 3.2.3, "AXIAL FLUX DIFFERENCE (AFD),"
LCO 3.2.4, "QUADRANT POWER TILT RATIO (QPTR)," LCO 3.1.6,
"Control Bank Insertion Limits," LCO 3.2.2, "Nuclear Enthalpy Rise Hot
Channel Factor (H)," and LCO 3.2.1, "Heat Flux Hot Channel Factor
(FO(Z)).'

FNH and FO(Z) are measured periodically using the movable incore detector
system. Measurements are generally taken with the core at, or near, steady
state conditions. Core monitoring and control under transient conditions
(Condition 1 events) are accomplished by operating the core within the limits
of the LCOs on AFD, QPTR, and Bank Insertion Limits.

F0H satisfies Criterion 2 of 10 CFR 50.36(c)(2)(ii).

LCO Fa shall be maintained within the limits of the relationship provided in the
COLR.

The FAH limit identifies the coolant flow channel with the maximum enthalpy
rise. This channel has the least heat removal capability and thus the highest
probability for a DNB.

The limiting value of FAH, described by the equation contained in the COLR,
is the design radial peaking factor used in the unit safety analyses.

A power multiplication factor in this equation includes an additional margin
for higher radial peaking from reduced thermal feedback and greater control
rod insertion at low power levels. The limiting value of FNH is allowed to
increase 0.3% for every 1% RTP reduction in THERMAL POWER.

APPLICABILITY The FH limits must be maintained in MODE 1 to preclude core power
distributions from exceeding the fuel design limits for DNBR and PCT.
Applicability in other modes is not required because there is either
insufficient stored energy in the fuel or insufficient energy being transferred
to the coolant to require a limit on the distribution of core power.
Specifically, the design bases events that are sensitive to FH in other
modes (MODES 2 through 5 have significant margin to DNB, and therefore,
there is no need to restrict F9H in these modes.
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FAH

B 3.2.2

BASES

ACTIONS A.1.1

With FH exceeding its limit, the unit is allowed 4 hours to restore F to
within its limits. This restoration may, for example, involve realigning any
misaligned rods or reducing power enough to bring FAH within its power
dependent limit. When the FAH limit is exceeded, the DNBR limit is not likely
violated in steady state operation, because events that could significantly
perturb the FANH value (e.g., static control rod misalignment) are considered in
the safety analyses. However, the DNBR limit may be violated if a DNB
limiting event occurs. Thus, the allowed Completion Time of 4 hours
provides an acceptable time to restore FAH to within its limits without allowing.
the plant to remain in an unacceptable condition for an extended period of
time.

Condition A is modified by a Note that requires that Required Actions A.2
and A.3 must be completed whenever Condition A is entered. Thus, if
power is not reduced because this Required Action is completed within the
4 hour time period, Required Action A.2 nevertheless requires another
measurement and calculation of FH within 24 hours in accordance with
SR 3.2.2.1.

However, if power is reduced below 50% RTP, Required Action A.3 requires
that another determination of F must be done prior to exceeding
50% RTP, prior to exceeding 75% RTP, and within 24 hours after reaching
or exceeding 95% RTP. A single performance of SR 3.2.2.1 may be used to
satisfy requirements of both Required Action A.2 and A.3, if it is completed
within 24 hours of entering Condition A.

A.1.2.1 and A.1.2.2

If the value of FH is not restored to within its specified limit either by
adjusting a misaligned rod or by reducing THERMAL POWER, the
alternative option is to reduce THERMAL POWER to <50% RTP in
accordance with Required Action A.1.2.1 and reduce the Power Range
Neutron Flux - High to 55% RTP in accordance with Required
Action A.1.2.2. Reducing RTP to < 50% RTP increases the DNB margin and
does not likely cause the DNBR limit to be violated in steady state operation.
The reduction in trip setpoints ensures that continuing operation remains at
an acceptable low power level with adequate DNBR margin. The allowed
Completion Time of 4 hours for Required Action A.1.2.1 is consistent with
those allowed for in Required Action A.1.1 and provides an acceptable time
to reach the required power level from full power operation without allowing
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the plant to remain in an unacceptable condition for an extended period of
time. The Completion Times of 4 hours for Required Actions A.1.1
and A.1.2.1 are not additive.

The allowed Completion Time of 72 hours to reset the trip setpoints per
Required Action A.1.2.2 recognizes that, once power is reduced, the safety
analysis assumptions are satisfied and there is no urgent need to reduce the
trip setpoints. This is a sensitive operation that may inadvertently trip the
Reactor Protection System.

A.2

Once the power level has been reduced per Required Action A.1.2.1, an
incore flux map (SR 3.2.2.1) must be obtained and the measured value of
FNH verified not to exceed the allowed limit at the lower power level. The unit
is provided 20 additional hours to perform this task over and above the
4 hours allowed by either Action A.1.1 or Action A.1.2.1. The Completion
Time of 24 hours is acceptable because of the increase in the DNB margin,
which is obtained at lower power levels, and the low probability of having a
DNB limiting event within this 24 hour period. Additionally, operating
experience has indicated that this Completion Time is sufficient to obtain the
incore flux map, perform the required calculations, and evaluate FH. A
single performance of SR 3.2.2.1 may be used to satisfy requirements of
both Required Action A.2 and A.3, if it is completed within 24 hours of
entering Condition A.

A.3

Verification that FH is within its specified limits after an out of limit
occurrence ensures that the cause that led to the F-I exceeding its limit is
corrected, and that subsequent operation proceeds within the LCO limit.
This Action demonstrates that the FNH limit is within the LCO limits prior to
exceeding 50% RTP, again prior to exceeding 75% RTP, and within
24 hours after THERMAL POWER is 2 95% RTP. A single performance of
SR 3.2.2.1 may be used to satisfy requirements of both Required Action A.2
and A.3, if it is completed within 24 hours of entering Condition A.

This Required Action is modified by a Note that states that THERMAL
POWER does not have to be reduced prior to performing this Action.
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B.1

When Required Actions A.1.1 through A.3 cannot be completed within their
required Completion Times, the plant must be placed in a mode in which the
LCO requirements are not applicable. This is done by placing the plant in at
least MODE 2 within 6 hours. The allowed Completion Time of 6 hours is
reasonable, based on operating experience regarding the time required to
reach MODE 2 from full power conditions in an orderly manner and without
challenging plant systems.

SURVEILLANCE SR 3.2.2.1
REQUIREMENTS

The value of FyNH is determined by using the movable incore detector system
to obtain a flux distribution map. A data reduction computer program then
calculates the maximum value of FANH from the measured flux distributions.
The measured value of FH must be multiplied by 1.04 to account for
measurement uncertainty before making comparisons to the FAN H limit.

After each refueling, FYH must be determined in MODE 1 prior to exceeding
75% RTP. This requirement ensures that FyNH limits are met at the beginning
of each fuel cycle.

The 31 EFPD Frequency is acceptable because the power distribution
changes relatively slowly over this amount of fuel burnup. Accordingly, this
Frequency is short enough that the FNH limit cannot be exceeded for any
significant period of operation.

REFERENCES 1. UFSAR, Section 14.2.6.

2. 10 CFR 50, Appendix A.

3. 10 CFR 50.46.
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B 3.2.3

B 3.2 POWER DISTRIBUTION LIMITS

B 3.2.3 AXIAL FLUX DIFFERENCE (AFD) (Constant Axial Offset Control (CAOC)
Methodology)

BASES

BACKGROUND The purpose of this LCO is to establish limits on the values of the AFD in
order to limit the axial power distribution skewing to either the top or bottom
of the core. By limiting the amount of power distribution skewing, core
peaking factors are consistent with the assumptions used in the safety
analyses. Limiting power distribution skewing over time also minimizes the
xenon distribution skewing, which is a significant factor in axial power
distribution control.

The operating scheme used to control the axial power distribution, CAOC,
involves maintaining the AFD within a tolerance band around a burnup
dependent target, known as the target flux difference, to minimize the
variation of the axial peaking factor and axial xenon distribution during unit
maneuvers.

The target flux difference is determined at equilibrium xenon conditions. The
control banks must be positioned within the core in accordance with their
insertion limits and Control Bank D should be inserted near its normal
position (i.e., 210 steps withdrawn) for steady state operation at high
power levels. The power level should be as near RTP as practical. The
value of the target flux difference obtained under these conditions divided by
the Fraction of RTP is the target flux difference at RTP for the associated
core burnup conditions. Target flux differences for otherTHERMAL POWER
levels are obtained by multiplying the RTP value by the appropriate
fractional THERMAL POWER level.

The AFD is monitored on an automatic basis using the unit process
computer that has an AFD monitor alarm. The computer determines the
1 minute average of each of the OPERABLE excore detector outputs and
provides an alarm message immediately if the AFDs for two or more
OPERABLE excore channels are outside the target band and the THERMAL
POWER is Ž 90% RTP. During operation at THERMAL POWER levels
< 90% RTP but > 15% RTP, the computer sends an alarm message when
the cumulative penalty deviation time is > 1 hour in the previous 24 hours.

Periodic updating of the target flux difference value is necessary to follow the
change of the flux difference at steady state conditions with burnup.
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The Nuclear Enthalpy Rise Hot Channel Factor
(FAH) and QPTR LCOs limit the radial component of the peaking factors.

APPLICABLE
SAFETY
ANALYSES

The AFD is a measure of axial power distribution skewing to the top or
bottom half of the core. The AFD is sensitive to many core related
parameters such as control bank positions, core power level, axial bumup,
axial xenon distribution and, to a lesser extent, reactor coolant temperature
and boron concentrations. The allowed range of the AFD is used in the
nuclear design process to confirm that operation within these limits produces
core peaking factors and axial power distributions that meet safety analysis
requirements.

The CAOC methodology entails:

a. Establishing an envelope of allowed power shapes and power
densities,

b. Devising an operating strategy for the cycle that maximizes unit
flexibility (maneuvering) and minimizes axial power shape changes,

c. Demonstrating that this strategy does not result in core conditions that
violate the envelope of permissible core power characteristics, and

d. Demonstrating that this power distribution control scheme can be
effectively supervised with excore detectors.

The limits on the AFD ensure that the Heat Flux Hot Channel Factor (FO(Z))
is not exceeded during either normal operation or in the event of xenon
redistribution following power changes. The limits on the AFD also limit the
range of power distributions that are assumed as initial conditions in
analyzing Condition II, I, and IV events. This ensures that fuel cladding
integrity is maintained for these postulated accidents. The most important
Condition IV event is the loss of coolant accident. The most significant
Condition IlIl event is the loss of flow accident. The most significant
Condition II events are uncontrolled bank withdrawal and boration or dilution
accidents. Condition II accidents, assumed to begin from within the AFD
limits, are used to confirm the adequacy of Overpower AT and
Overtemperature AT trip setpoints.

The limits on the AFD satisfy Criterion 2 of 10 CFR 50.36(c)(2)(ii).
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LCO The shape of the power profile in the axial (i.e., the vertical) direction is
largely under the control of the operator, through either the manual operation
of the control banks, or automatic motion of control banks responding to
temperature deviations resulting from either manual operation of the
Chemical and Volume Control System to change boron concentration, or
from power level changes.

The AFD LCO establishes the limits for how much and for how long the
measured AFD may deviate from a predetermined AFD. The amount that
the measured AFD may deviate from the target AFD is called the "target
band" which is specified in the COLR. If the measured AFD is within the
"target band," then there are no restrictions on plant operations.

If the measured AFD cannot be consistently maintained within the "target
band" but can be maintained within the "acceptable operation limits," then
reactor power must be reduced to < 90% RTP. However, even when
operating with reduced power (i.e., < 90% and 2 50%), the measured AFD
must be maintained within the target band for 23 out of every 24 hours (the
cumulative penalty deviation time cannot be exceeded); otherwise additional
power reductions are required.

If the measured axial flux difference cannot be maintained within the
"acceptable operation limits" or the cumulative penalty deviation time for
operating outside the target band is exceeded, then reactor power must be
reduced to < 50% RTP. There are no restrictions on measured AFD when
reactor power is < 50% RTP; however, the measured AFD must be within
the "target band" for a specified period of time (the cumulative penalty
deviation time must be within a specified limit) before reactor power can be
increased 2 50% RTP.

Signals are available to the operator from the Nuclear Instrumentation
System (NIS) excore neutron detectors (Ref. 1). Separate signals are taken
from the top and bottom detectors. The AFD is defined as the difference in
normalized flux signals between the top and bottom excore detector in each
detector well. For convenience, this flux difference is converted to provide
flux difference units expressed as a percentage and labeled as %A flux
or %AI.
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The required target band varies with axial burnup distribution, which in turn
varies with the core average accumulated burnup. The target band defined
in the COLR may provide one target band for the entire cycle or more than
one band, each to be followed for a specific range of cycle burnup. With
THERMAL POWER 2 90% RTP, the AFD must be kept within the target
band. With the AFD outside the target band with THERMAL POWER
> 90% RTP, the assumptions of the accident analyses may be violated.

In some case, the limits established for the required target band fall outside
the region normally defined as the acceptable operation limits. Operation
within the target band is always considered to be within the acceptable
operation limits.

The frequency of monitoring the AFD by the unit computer is once per
minute providing an essentially continuous accumulation of penalty deviation
time that allows the operator to accurately assess the status of the penalty
deviation time.

Violating the LCO on the AFD could produce unacceptable consequences if
a Condition 11, 111, or IV event occurs while the AFD is outside its limits.

The LCO is modified by four Notes. Note 1 states the conditions necessary
for declaring the AFD outside of the target band. Notes 2 and 3 describe
how the cumulative penalty deviation time is calculated. It is intended that
the unit is operated with the AFD within the target band about the target flux
difference. However, during rapid THERMAL POWER reductions, control
bank motion may cause the AFD to deviate outside of the target band at
reduced THERMAL POWER levels. This deviation does not affect the
xenon distribution sufficiently to change the envelope of peaking factors that
may be reached on a subsequent return to RTP with the AFD within the
target band, provided the time duration of the deviation is limited.
Accordingly, while THERMAL POWER is Ž 50% RTP and < 90% RTP (i.e.,
Part b of this LCO), a 1 hour cumulative penalty deviation time limit,
cumulative during the preceding 24 hours, is allowed during which the unit
may be operated outside of the target band but within the acceptable
operation limits provided in the COLR (Note 2). This penalty time is
accumulated at the rate of 1 minute for each 1 minute of operating time
within the power range of Part b of this LCO (i.e., THERMAL POWER
2 50% RTP). The cumulative penalty time is the sum of penalty times from
Parts b and c of this LCO.
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For THERMAL POWER levels > 15% RTP and < 50% RTP (i.e., Part c of
this LCO), deviations of the AFD outside of the target band are less
significant. Note 3 allows the accumulation of 1/2 minute penalty deviation
time per 1 minute of actual time outside the target band and reflects this
reduced significance. With THERMAL POWER < 15% RTP, AFD is not a
significant parameter in the assumptions used in the safety analysis and,
therefore, requires no limits. Because the xenon distribution produced at
THERMAL POWER levels less than RTP does affect the power distribution
as power is increased, unanalyzed xenon and power distribution is
prevented by limiting the accumulated penalty deviation time.

For surveillance of the power range channels performed according to
SR 3.3.1.6, Note 4 allows deviation outside the target band for 16 hours and
no penalty deviation time accumulated. Some deviation in the AFD is
required for doing the NIS calibration with the incore detector system. This
calibration is performed every 92 days.

APPLICABILITY AFD requirements are applicable in MODE 1 above 15% RTP. At or above
50% RTP, the combination of THERMAL POWER and core peaking factors
are the core parameters of primary importance in safety analyses.

Between 15% RTP and 90% RTP, this LCO is applicable to ensure that the
distributions of xenon are consistent with safety analysis assumptions.

At or below 15% RTP and for lower operating MODES, the stored energy in
the fuel and the energy being transferred to the reactor coolant are low. The
value of the AFD in these conditions does not affect the consequences of
the design basis events.

Low signal levels in the excore channels may preclude obtaining valid AFD
signals below 15% RTP.

ACTIONS A.1

With the AFD outside the target band and THERMAL POWER 2 90% RTP,
the assumptions used in the accident analyses may be violated with respect
to the maximum heat generation. Therefore, a Completion Time of
15 minutes is allowed to restore the AFD to within the target band because
xenon distributions change little in this relatively short time.
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B.1

If the AFD cannot be restored within the target band, then reducing
THERMAL POWER to < 90% RTP places the core in a condition that has
been analyzed and found to be acceptable, provided that the AFD is within
the acceptable operation limits provided in the COLR.

The allowed Completion Time of 15 minutes provides an acceptable time to
reduce power to < 90% RTP without allowing the plant to remain in an
unanalyzed condition for an extended period of time.

C.1

With THERMAL POWER < 90% RTP but Ž 50% RTP, operation with the
AFD outside the target band is allowed for up to 1 hour if the AFD is within
the acceptable operation limits provided in the COLR. With the AFD within
these limits, the resulting axial power distribution is acceptable as an initial
condition for accident analyses assuming the then existing xenon
distributions. The 1 hour cumulative penalty deviation time restricts the
extent of xenon redistribution. Without this limitation, unanalyzed xenon
axial distributions may result from a different pattern of xenon buildup and
decay. The reduction to a power level < 50% RTP puts the reactor at a
THERMAL POWER level at which the AFD is not a significant accident
analysis parameter.

If the indicated AFD is outside the target band and outside the acceptable
operation limits provided in the COLR, the peaking factors assumed in
accident analysis may be exceeded with the existing xenon condition. (Any
AFD within the target band is acceptable.) The Completion Time of
30 minutes allows for a prompt, yet orderly, reduction in power.

Condition C is modified by a Note that requires that Required Action C.1
must be completed whenever this Condition is entered.

D.1

If Required Action C.1 is not completed within its required Completion Time
of 30 minutes, the axial xenon distribution starts to become significantly
skewed with the THERMAL POWER 50% RTP. In this situation, the
assumption that a cumulative penalty deviation time of 1 hour or less during
the previous 24 hours while the AFD is outside its target band is acceptable
at < 50% RTP, is no longer valid.
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Reducing the power level to < 15% RTP within the Completion Time of
9 hours and complying with LCO penalty deviation time requirements for
subsequent increases in THERMAL POWER ensure that acceptable xenon
conditions are restored.

This Required Action must also be implemented either if the cumulative
penalty deviation time is > 1 hour during the previous 24 hours, or the AFD is
not within the target band and not within the acceptable operation limits.

SURVEILLANCE SR 3.2.3.1
REQUIREMENTS

This Surveillance verifies that the AFD as indicated by the NIS excore
channels is within the target band. The Surveillance Frequency of 7 days is
adequate because the AFD is controlled by the operator and monitored by
the process computer. More frequent monitoring is necessary when alarms
provided by the process computer are not available. Any deviations of the
AFD from the target band that is not alarmed should be readily noticed.

The AFD should be monitored and logged more frequently in periods of
operation for which the power level or control bank positions are changing to
allow corrective measures when the AFD is more likely to move outside the
target band.

SR 3.2.3.2

This Surveillance requires that the target flux difference is updated at a
Frequency of 31 effective full power days (EFPD) to account for small
changes that may occur in the target flux differences in that period due to
burnup by performing SR 3.2.3.3.

Alternatively, linear interpolation between the most recent measurement of
the target flux differences and a predicted end of cycle value provides a
reasonable update because the AFD changes due to burnup tend toward
0% AFD. When the predicted end of cycle AFD from the cycle nuclear
design is different from 0%, it may be a better value for the interpolation.
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SR 3.2.3.3

Measurement of the target flux difference is accomplished by taking a flux
map when the core is at equilibrium xenon conditions, preferably at high
power levels with the control banks nearly withdrawn. This flux map
provides the equilibrium xenon axial power distribution from which the target
value can be determined. The target flux difference varies slowly with core
burnup.

A Frequency of 31 EFPD after each refueling and 92 EFPD thereafter for
remeasuring the target flux differences adjusts the target flux difference for
each excore channel to the value measured at steady state conditions. This
is the basis for the CAOC. Remeasurement at this Surveillance interval also
establishes the AFD target flux difference values that account for changes in
incore excore calibrations that may have occurred in the interim.

A Note modifies this SR to allow the predicted AFD from the cycle nuclear
design to be used to determine the initial target flux difference after each
refueling.

REFERENCES 1. UFSAR, Section 7.4.
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B 3.2 POWER DISTRIBUTION LIMITS

B 3.2.4 QUADRANT POWER TILT RATIO (QPTR)

BASES

BACKGROUND The QPTR limit ensures that the gross radial power distribution remains
consistent with the design values used in the safety analyses. Precise radial
power distribution measurements are made during startup testing, after
refueling, and periodically during power operation.

The power density at any point in the core must be limited so that the fuel
design criteria are maintained. Together, LCO 3.2.3, "AXIAL FLUX
DIFFERENCE (AFD)," LCO 3.2.4, and LCO 3.1.6, "Control Bank Insertion
Limits," provide limits on process variables that characterize and control the
three dimensional power distribution of the reactor core. Control of these
variables ensures that the core operates within the fuel design criteria and
that the power distribution remains within the bounds used in the safety
analyses.

APPLICABLE This LCO precludes core power distributions that violate the following fuel
SAFETY design criteria:
ANALYSES

a. During a large break loss of coolant accident, the peak cladding
temperature must not exceed 22000F (Ref. 1),

b. During a loss of forced reactor coolant flow accident, there must be at
least 95% probability at the 95% confidence level (the 95/95 departure
from nucleate boiling (DNB) criterion) that the hottest fuel rod in the
core does not experience a DNB condition,

c. During an ejected rod accident, the energy deposition to the fuel must
not exceed 200 cal/gm (Ref. 2), and

d. The control rods must be capable of shutting down the reactor with a
minimum required SDM with the highest worth control rod stuck fully
withdrawn (Ref. 3).

The LCO limits on the AFD, the QPTR, the Heat Flux Hot Channel Factor
(Fo(Z)), the Nuclear Enthalpy Rise Hot Channel Factor (FN ), and control
bank insertion are established to preclude core power distributions that
exceed the safety analyses limits.
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The QPTR limits ensure that FNH and F0(Z) remain below their limiting values
by preventing an undetected change in the gross radial power distribution.

In MODE 1, the FH and Fa(Z) limits must be maintained to preclude core
power distributions from exceeding design limits assumed in the safety
analyses.

The QPTR satisfies Criterion 2 of 10 CFR 50.36(c)(2)(ii).

LCO The QPTR limit of 1.02, at which corrective action is required, provides a
margin of protection for both the DNB ratio and linear heat generation rate
contributing to excessive power peaks resulting from X-Y plane power
tilts. A limiting QPTR of 1.02 can be tolerated before the margin for
uncertainty in Fa(Z) and (F NH) is possibly challenged.

APPLICABILITY The QPTR limit must be maintained in MODE 1 with THERMAL POWER
> 50% RTP to prevent core power distributions from exceeding the design
limits.

Applicability in MODE 1 50% RTP and in other MODES is not required
because there is either insufficient stored energy in the fuel or insufficient
energy being transferred to the reactor coolant to require the implementation
of a QPTR limit on the distribution of core power. The QPTR limit in these
conditions is, therefore, not important. Note that the F1H and F0(Z) LCOs still
apply, but allow progressively higher peaking factors at 50% RTP or lower.

ACTIONS A.1

With the QPTR exceeding its limit, a power level reduction of 3% from
RTP for each 1% by which the QPTR exceeds 1.00 is a conservative
tradeoff of total core power with peak linear power. The Completion Time of
2 hours allows sufficient time to identify the cause and correct the tilt. Note
that the power reduction itself may cause a change in the tilted condition.

The maximum allowable power level initially determined by Required Action
A.1 may be affected by subsequent determinations of QPTR. Increases in
QPTR would require power reduction within 2 hours of QPTR determination,
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if necessary to comply with the decreased maximum allowable power level.
Decreases in QPTR would allow raising the maximum allowable THERMAL
POWER level and increasing THERMAL POWER up to this revised limit.

A.2

After completion of Required Action A.1, the QPTR may still exceed the
specified limit. As such, any additional changes in the QPTR are detected
by requiring a check of the QPTR once per 12 hours thereafter. A 12 hour
Completion Time is sufficient because any additional change in QPTR would
be relatively slow.

A.3

The peaking factors F0(Z) and F'H are of primary importance in ensuring that
the power distribution remains consistent with the initial conditions used in
the safety analyses. Performing SRs on FNH and FO(Z) within the Completion
Time of 24 hours after achieving equilibrium conditions from a Thermal
Power reduction power Required Action A.1 ensures that these primary
indicators of power distribution are within their respective limits. Equilibrium
conditions are achieved when the core is sufficiently stable at intended
operating conditions to support flux mapping. A Completion Time of
24 hours after achieving equilibrium conditions from Thermal Power
reduction per Required Action A.1 takes into consideration the rate at which
peaking factors are likely to change, and the time required to stabilize the
plant and perform a flux map. If these peaking factors are not within their
limits, the Required Actions of these Surveillances provide an appropriate
response for the abnormal condition. As long as the power restrictions
imposed by Required Action A.1 are needed to meet QPTR limits, the
peaking factor surveillances are required each 7 days thereafter to evaluate
FN and Fo(Z) with changes in power distribution. Relatively small changes
are expected due to either burnup and xenon redistribution or correction of
the cause for exceeding the QPTR limit.

AA

Although FH and FQ(Z) are of primary importance as initial conditions in the
safety analyses, other changes in the power distribution may occur as the
QPTR limit is exceeded and may have an impact on the validity of the safety
analysis. A change in the power distribution can affect such reactor
parameters as bank worths and peaking factors for rod malfunction
accidents. When the QPTR exceeds its limit, it does not necessarily mean a
safety concern exists. It does mean that there is an indication of a change in

INDIAN POINT 2 B 3.2.4 - 3 Revision 0



QPTR
B 3.2.4

BASES
ACTIONS (continued)

the gross radial power distribution that requires an investigation and
evaluation that is accomplished by examining the incore power distribution.
Specifically, the core peaking factors and the quadrant tilt must be evaluated
because they are the factors that best characterize the core power
distribution. This re-evaluation is required to ensure that, before increasing
THERMAL POWER to above the limit of Required Action A.1, the reactor
core conditions are consistent with the assumptions in the safety analyses.

A.5

If the QPTR has exceeded the 1.02 limit and a re-evaluation of the safety
analysis is completed and shows that safety requirements are met, the
excore detectors are normalized to restore QPTR to within limits prior to
increasing THERMAL POWER to above the limit of Required Action A.1.
Normalization is accomplished in such a manner that the indicated QPTR
following normalization is near 1.00. This is done to detect any subsequent
significant changes in QPTR.

Required Action A.5 is modified by two Notes. Note 1 states that the QPTR
is not restored to within limits via normalization until after the re-evaluation of
the safety analysis has determined that core conditions at RTP are within the
safety analysis assumptions (i.e., Required Action A.4). Note 2 states that if
Required Action A.5 is performed, then Required Action A.6 shall be
performed. Required Action A.5 normalizes the excore detectors to restore
QPTR to within limits, which restores compliance with LCO 3.2.4. Thus,
Note 2 prevents exiting the Actions prior to completing flux mapping to verify
peaking factors, per Required Action A.6. These Notes are intended to
prevent any ambiguity about the required sequence of actions.

A.6

Once the flux tilt is restored to within limits (i.e., Required Action A.5 is
performed), it is acceptable to return to full power operation. However, as an
added check that the core power distribution is consistent with the safety
analysis assumptions, Required Action A.6 requires verification that F0(Z)
and F are within their specified limits within 24 hours of achieving
equilibrium conditions at RTP. As an added precaution, if the core power
does not reach equilibrium conditions at RTP within 24 hours, but is
increased slowly, then the peaking factor surveillances must be performed
within 48 hours after increasing THERMAL POWER above the limit of
Required Action A.1. These Completion Times are intended to allow

INDIAN POINT 2 B 3.2.4 - 4 Revision 0



QPTR
B 3.2.4

BASES
ACTIONS (continued)

adequate time to increase THERMAL POWER to above the limit of Required
Action A.1, while not permitting the core to remain with unconfirmed power
distributions for extended periods of time.

Required Action A.6 is modified by a Note that states that the peaking factor
surveillances may only be done after the excore detectors have been
normalized to restore QPTR to within limits (i.e., Required Action A.5). The
intent of this Note is to have the peaking factor surveillances performed at
operating power levels, which can only be accomplished after the excore
detectors are normalized to restore QPTR to within limits and the core
returned to power.

B.1

If Required Actions A.1 through A.6 are not completed within their
associated Completion Times, the unit must be brought to a MODE or
condition in which the requirements do not apply. To achieve this status,
THERMAL POWER must be reduced to < 50% RTP within 4 hours. The
allowed Completion Time of 4 hours is reasonable, based on operating
experience regarding the amount of time required to reach the reduced
power level without challenging plant systems.

SURVEILLANCE SR 3.2.4.1
REQUIREMENTS

SR 3.2.4.1 is modified by two Notes. Note 1 allows QPTR to be calculated
with three power range channels if THERMAL POWER is < 75% RTP and
the input from one Power Range Neutron Flux channel is inoperable. Note 2
allows performance of SR 3.2.4.2 in lieu of SR 3.2.4.1.

This Surveillance verifies that the QPTR, as indicated by the Nuclear
Instrumentation System (NIS) excore channels, is within its limits. The
Frequency of 7 days takes into account other information and alarms
available to the operator in the control room.

For those causes of QPT that occur quickly (e.g., a dropped rod), there
typically are other indications of abnormality that prompt a verification of core
power tilt.
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SR 3.2.4.2

This Surveillance is modified by a Note, which states that it is not required
until 24 hours after the input from one or more Power Range Neutron Flux
channels are inoperable and the THERMAL POWER is > 75% RTP.

With an NIS power range channel inoperable, tilt monitoring for a portion of
the reactor core becomes degraded. Large tilts are likely detected with the
remaining channels, but the capability for detection of small power tilts in
some quadrants is decreased. Performing SR 3.2.4.2 at a Frequency of
24 hours provides an accurate alternative means for ensuring that any tilt
remains within its limits.

For purposes of monitoring the QPTR when one power range channel is
inoperable, the moveable incore detectors are used to confirm that the
normalized symmetric power distribution is consistent with the indicated
QPTR and any previous data indicating a tilt. The incore detector monitoring
is performed with a full incore flux map or two sets of tour thimble locations
with quarter core symmetry. The two sets of four symmetric thimbles is a set
of eight unique detector locations.

The symmetric thimble flux map can be used to generate symmetric thimble
'tilt.' This can be compared to reference symmetric thimble tilt, from the
most recent full core flux map, to generate an incore QPTR. Therefore,
incore monitoring of QPTR can be used to confirm that QPTR is within limits.

With one NIS channel inoperable, the indicated tilt may be changed from the
value indicated with all four channels OPERABLE. To confirm that no
change in tilt has actually occurred, which might cause the QPTR limit to be
exceeded, the incore result may be compared against previous flux
maps. Nominally, quadrant tilt from the Surveillance should be within 2% of
the tilt shown by the most recent flux map data.

REFERENCES 1. 10 CFR 50.46.

2. UFSAR, Section 14.2.6.

3. 10 CFR 50, Appendix A, GDC 26.
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B 3.3 INSTRUMENTATION

B 3.3.1 Reactor Protection System (RPS) Instrumentation

BASES

BACKGROUND The RPS initiates a reactor shutdown, based on the values of selected unit
parameters, to protect against violating the core fuel design limits and
Reactor Coolant System (RCS) pressure boundary during anticipated
operational occurrences (AOOs) and to assist the Engineered Safety
Features (ESF) Systems in mitigating accidents.

The protection and monitoring systems have been designed to assure safe
operation of the reactor. This is achieved by specifying limiting safety
system settings (LSSS) in terms of parameters directly monitored by the
RPS, as well as specifying LCOs on other reactor system parameters and
equipment performance.

Technical specifications are required by 10 CFR 50.36 to contain LSSS
defined by the regulation as "...settings for automatic protective devices...so
chosen that automatic protective action will correct the abnormal situation
before a Safety Limit (SL) is exceeded." The Analytical Limit is the limit of
the process variable at which a safety action is initiated, as established by
the safety analysis, to ensure that a SL is not exceeded. Any automatic
protection action that occurs on reaching the Analytical Limit therefore
ensures that the SL is not exceeded. However, in practice, the actual
settings for automatic protective devices must be chosen to be more
conservative than the Analytical Limit to account for instrument loop
uncertainties related to the setting at which the automatic protective action
would actually occur.

The trip setpoint (the "as-left" setting following calibration) is a
predetermined setting for a protective device chosen to ensure automatic
actuation prior to the process variable reaching the Analytical Limit and thus
ensuring that the SL would not be exceeded. As such, the trip setpoint
accounts for uncertainties in setting the device (e.g. calibration),
uncertainties in how the device might actually perform (e.g., repeatability),
changes in the point of action of the device over time (e.g., drift during
surveillance intervals) and operating margin.
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Technical specifications contain values related to the OPERABILITY of
equipment required for safe operation of the facility. OPERABLE is defined
in technical specifications as "...being capable of performing its safety
functions(s)." For automatic protective devices, the required safety function
is to ensure that a SL is not exceeded and therefore the LSSS as defined by
10 CFR 50.36 is the same as the OPERABILITY limit for these devices.
However, use of the trip setpoint to define OPERABILITY in technical
specifications and its corresponding designation as the LSSS required by
10 CFR 50.36 would be an overly restrictive requirement if it were applied as
an OPERABILITY limit for the "as found" value of a protective device setting
during a surveillance. This would result in technical specification compliance
problems and reports and corrective actions required by the rule which are
not necessary to ensure safety. For example, an automatic protective
device with a setting that has been found to be different from the trip setpoint
due to some drift of the setting may still be OPERABLE since drift is to be
expected. This expected drift would have been specifically accounted for in
the setpoint methodology for calculating the trip setpoint and thus the
automatic protective action would still have ensured that the SL would not be
exceeded with the "as found" setting of the protective device. Therefore, the
device would still be OPERABLE since it would have performed its safety
function and the only corrective action required would be to reset the device
to the trip setpoint to account for further drift during the next surveillance
interval.

There is also some point beyond which the device would have not been able
to perform its function due, for example, to greater than expected drift. This
value needs to be specified in the technical specifications in order to define
OPERABILITY of the devices and is designated as the Allowable Value
which, as stated above, is the same as the LSSS.

The Allowable Value specified in Table 3.3.1-1 serves as the LSSS such that
a channel is OPERABLE if the actuation point is found not to exceed the
Allowable Value during the CHANNEL OPERATIONAL TEST (COT). As
such, the Allowable Value differs from the limiting setpoint by an amount
primarily equal to the expected instrument loop uncertainties, such as drift
and calibration effect, during the surveillance interval. In this manner, the
actual setting of the device will still meet the LSSS definition and ensure that
a Safety Limit is not exceeded at any given point of time as long as the
device has not drifted beyond that expected during the surveillance interval.
Note that, although the channel is "OPERABLE" under these circumstances,
the trip setpoint should be left adjusted to a value within the established trip
setpoint calibration tolerance band, in accordance with uncertainty
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assumptions stated in the referenced setpoint methodology (as-left criteria),
and confirmed to be operating within the statistical allowances of the
uncertainty terms assigned. If the actual setting of the device is found to
have exceeded the as-found allowance, the channel would be evaluated to
determine Technical Specification OPERABILITY. The results of this
evaluation would result in corrective action including those actions required
by 10 CFR 50.36 when automatic protective devices do not function as
required.

Allowable Values for each RPS function are listed in Table 3.3.1-1. Trip
Setpoints that ensure that the Allowable Values are not exceeded over the
calibration interval are controlled administratively outside of the Technical
Specifications.

During AOOs, which are those events expected to occur one or more times
during the unit life, the acceptable limits are:

1. The Departure from Nucleate Boiling Ratio (DNBR) shall be
maintained above the Safety Limit (SL) value to prevent departure from
nucleate boiling (DNB),

2. Fuel centerline melt shall not occur, and

3. The RCS pressure SL of 2735 psig shall not be exceeded.

Operation within the SLs of Specification 2.0, "Safety Limits (SLs)," also
maintains the above values and assures that offsite dose will be within the
10 CFR 50.67 criteria during AOOs.

Accidents are events that are analyzed even though they are not expected
to occur during the unit life. The acceptable limit during accidents is that
offsite dose shall be maintained within 10 CFR 50.67 limits. 10 CFR 50.67
limits are used in the evaluation of proposed design basis changes with
respect to potential reactor accidents of exceedingly low probability of
occurrence and low risk of public exposure to radiation. Meeting the
acceptable dose limit for an accident category is considered having
acceptable consequences for that event.

The RPS instrumentation is segmented into four distinct but interconnected
modules as identified below:
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1. Field transmitters or process sensors: provide a measurable electronic
signal based upon the physical characteristics of the parameter being
measured,

2. Signal Process Control and Protection System, including Analog
Protection System, Nuclear Instrumentation System (NIS), field
contacts, and protection channel sets: provides signal conditioning,
bistable setpoint comparison, process algorithm actuation, compatible
electrical signal output to protection system devices, and control
board/control room/miscellaneous indications,

3. RPS Automatic Trip Logic, including input, logic, and output: initiates
proper reactor shutdown and/or ESF actuation in accordance with the
defined logic, which is based on the bistable outputs from the signal
process control and protection system, and

4. Reactor trip switchgear, including reactor trip breakers (RTBs) and
bypass breakers: provide the means to interrupt power to the control
rod drive mechanisms (CRDMs) and allows the rod cluster control
assemblies (RCCAs), or "rods," to fall into the core and shut down the
reactor. The bypass breakers allow testing of the RTBs at power.

Field Transmitters or Sensors

To meet the design demands for redundancy and reliability, more than one,
and often as many as four, field transmitters or sensors are used to measure
unit parameters. In many cases, field transmitters or sensors that input to
the Reactor Protection System (RPS) are shared with the Engineered Safety
Feature Actuation System (ESFAS). In some cases, the same channels
also provide control system inputs.

To account for the calibration tolerances and instrument drift, which are
assumed to occur between calibrations, statistical allowances are provided
in the trip setpoint. The OPERABILITY of each transmitter or sensor is
determined by either "as-found" calibration data evaluated during the
CHANNEL CALIBRATION or by qualitative assessment of field transmitter or
sensor as related to the channel behavior observed during performance of
the CHANNEL CHECK.
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Signal Process Control and Protection System

Generally, three or four channels of process control equipment are used for
the signal processing of unit parameters measured by the field instruments.
The process control equipment provides signal conditioning, comparable
output signals for instruments located on the main control board, and
comparison of measured input signals with setpoints established to ensure
that actuation will occur within the limits assumed in the accident analysis
described in UFSAR Sections 6 and 14 (Refs. 2 and 3). If the measured
value of a unit parameter exceeds the predetermined setpoint, an output
from a bistable is forwarded to the RPS Automatic Trip Logic for decision
evaluation. Channel separation is maintained up to the RPS Automatic Trip
Logic. However, not all unit parameters require four channels of sensor
measurement and signal processing. Some unit parameters provide input
only to the RPS Automatic Trip Logic, while others provide input to the RPS
Automatic Trip Logic, the main control board, the unit computer, and one or
more control systems.

Generally, if a parameter is used only for input to the protection circuits,
three channels with a two-out-of-three logic are sufficient to provide the
required reliability and redundancy. If one channel fails in a direction that
would not result in a partial Function trip, the Function is still OPERABLE
with a two-out-of-two logic. If one channel fails, such that a partial Function
trip occurs, a trip will not occur and the Function is still OPERABLE with a
one-out-of-two logic.

Generally, if a parameter is used for input to the RPS Automatic Trip Logic
and a control function, four channels with a two-out-of-four logic are
sufficient to provide the required reliability and redundancy. The circuit must
be able to withstand both an input failure to the control system, which may
then require the protection function actuation, and a single failure in the
other channels providing the protection function actuation. Again, a single
failure will not prevent the protection function actuation. These requirements
are described in IEEE-279-1968 (Ref. 4). The actual number of channels
required for each unit parameter is specified in Reference 1 and described
later in these Technical Specification Bases.

Two logic trains are required to ensure no single random failure of a logic
train will disable the RPS. The logic trains are designed such that testing
required while the reactor is at power may be accomplished without causing
trip.
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Some bistable channels that provide inputs to the RPS logic have a built in
"Test in Bypass" circuitry, which provides the capability to bypass a channel
while that channel is being tested. This is accomplished in the channel
being tested by providing a source of power to the first relay after the
bistable, which maintains the associated channel logic untripped, while the
bistable output is directed to a test lamp. The channel being bypassed will
remain untripped during testing and will result in a 2 out of 4 logic becoming
a 2 out of 3 logic and a 2 out of 3 logic becoming a 1 out of 2 logic. Installed
bypass capability is present for the following functions: Overtemperature AT,
Overpower AT, Pressurizer Pressure, Pressurizer Level, Reactor Coolant
Flow, Steam Generator Level, Steam Flow/Feed Flow Mismatch.

Trip Setpoints and Allowable Values

The following describes the relationship between the safety limit, analytical
limit, allowable value, limiting setpoint and trip setpoint:

a. A Safety Limit (SL) is a limit on the combination of THERMAL
POWER, RCS highest loop average temperature, and RCS pressure
needed to protect the integrity of physical barriers that guard against
the uncontrolled release of radioactivity (i.e., fuel, fuel cladding, RCS
pressure boundary and containment). The safety limits are identified
in Technical Specification 2.0, Safety Limits (SLs).

b. An Analytical Limit (AL) is the limit for a measured or calculated
variable used as an input to the accident analyses presented in
UFSAR, Chapter 14 (Ref. 3). Analytical limits are developed from
event analyses models which consider parameters such as process
delays, rod insertion times, reactivity changes, instrument response
times, etc. An analytical limit for a trip actuation point is established
at a point that will ensure that a Safety Limit (SL) is not exceeded.

c. An Allowable Value (AV) is the limiting actuation point for the entire
channel of a trip function that will ensure, within the required level of
confidence, that sufficient allocation exists between this actuation
point and the analytical limit. The Allowable Value is more
conservative than the Analytical Limit to account for instrument
uncertainties that either are not present or are not measured during
periodic testing. Channel uncertainties that either are not present or
are not measured during periodic testing may include design basis
accident temperature and radiation effects or process dependent
effects. The channel allowable value for each RPS function is
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controlled by Technical Specifications and is listed in Table 3.3.1-1,
Reactor Protection System Instrumentation.

d. A limiting setpoint is the maximum or minimum setpoint, which can
be safely set for trip actuation, after allowing for channel statistical
allowances from the analytical limit.

e. A trip setpoint is an administratively selected point at which the
bistable is set and is expected to be achieved during calibration. It is
selected to accommodate the ease of calibration and operation. The
difference between limiting setpoint and trip setpoint is the margin
available during calibration and operation. The trip setpoints are
established by plant administrative programs for the components of a
channel (i.e., required sensor, alarm, interlock, display, and trip
function) to ensure, within the required level of confidence, that the
Allowable Value for the entire channel will not be exceeded during
the calibration interval. A description of the methodology used to
calculate the allowable values, limiting setpoint and trip setpoint is
provided in Reference 6.

The trip setpoint value ensures the LSSS and the safety analysis limits are
met for surveillance interval selected when a channel is adjusted based on
stated channel uncertainties. Any bistable is considered to be properly
adjusted when the "as left" setpoint value is within the band for CHANNEL
CALIBRATION uncertainty allowance (i.e., ± rack calibration and comparator
setting uncertainties). The trip setpoint value is therefore considered a
"nominal" value (i.e., expressed as a value without inequalities) for the
purposes of COT and CHANNEL CALIBRATION.

Trip setpoints consistent with the requirements of the Allowable Value
ensure that SLs are not violated during AOOs (and that the consequences of
DBAs will be acceptable, providing the unit is operated from within the LCOs
at the onset of the AOO or DBA and the equipment functions as designed).

Each channel of the process control equipment can be tested on line to
verify that the signal or setpoint accuracy is within the specified allowance
requirements of calculations performed in accordance with Reference 6 that
are based on analytical limits consistent with References 2 and 3. Once a
designated channel is taken out of service for testing, a simulated signal is
injected in place of the field instrument signal. The process equipment for
the channel in test is then tested, verified, and calibrated. SRs for the
channels are specified in the SR section.
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RPS Automatic Trip Logic

The RPS Automatic Trip Logic is used for the decision logic processing of
outputs from the signal processing equipment bistables. To meet the
redundancy requirements, two trains of RPS Automatic Trip Logic, each
performing the same functions, are provided. If one train is taken out of
service for maintenance or test purposes, the second train will provide
reactor trip. If both trains are taken out of service or placed in test, a reactor
trip will result. The system has been designed to trip in the event of a loss of
power, directing the unit to a safe shutdown condition.

The RPS Automatic Trip Logic performs the decision logic for actuating a
reactor trip, generates the electrical output signal that will initiate the
required trip or actuation, and provides the status, permissive, and
annunciator output signals to the main control room.

The bistable outputs from the signal processing equipment are sensed by
the RPS Automatic Trip Logic and combined into logic matrices that
represent combinations indicative of various unit upset and accident
transients. If a required logic matrix combination is completed, the system
will initiate a reactor trip. Examples are given in the Applicable Safety
Analyses, LCO, and Applicability sections of this Bases.

Reactor Trip Breakers

The RTBs are in the electrical power supply line from the control rod drive
motor generator set power supply to the CRDMs. Opening of the RTBs
interrupts power to the CRDMs, which allows the shutdown rods and control
rods to fall into the core by gravity. Each RTB is equipped with a bypass
breaker to allow testing of the RTB while the unit is at power.

During normal operation the output from the RPS Automatic Trip Logic is a
voltage signal that energizes the undervoltage coils in the RTBs and bypass
breakers, if in use. When the required logic matrix combination is
completed, the RPS Automatic Trip Logic output voltage signal is removed,
the undervoltage coils are de-energized, the breaker trip lever is actuated by
the de-energized undervoltage coil, and the RTBs and bypass breakers are
tripped open. This allows the shutdown rods and control rods to fall into the
core. In addition to the de-energization of the undervoltage coils, each
breaker is also equipped with a shunt trip device that is energized to trip the
breaker open upon receipt of a reactor trip signal from the RPS Automatic
Trip Logic. Either the undervoltage coil or the shunt trip mechanism is
sufficient by itself, thus providing a diverse trip mechanism.
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There are two reactor trip breakers in series so that opening either will
interrupt power to the rod control system and allow the rod cluster control
assemblies (RCCAs), or "rods," to fall into the core and shut down the
reactor. Each reactor trip breaker has a parallel reactor trip bypass breaker
that is normally open. This feature allows testing of the reactor trip breakers
at power. A trip signal from RPS logic train A will trip reactor trip breaker A
and reactor trip bypass breaker B; and, a trip signal from logic train B will trip
reactor trip breaker B and reactor trip bypass breaker A. During normal
operation, both reactor trip breakers are closed and both reactor trip bypass
breakers are open. An interlock trips both reactor trip bypass breakers if an
attempt is made to close a reactor trip bypass breaker when the other
reactor trip bypass breaker is already closed.

A trip breaker train consists of the main breaker; or, the main breaker and
bypass breaker associated with this same RPS logic train if both the breaker
and bypass are racked in, closed, and capable of supplying power to the
CRD System.

The decision logic matrix Functions are described in Reference 1 and later in
these Technical Specification Bases. In addition to the reactor trip, the
various "permissive interlocks" that are associated with unit conditions are
also described. When any one train is taken out of service for testing, the
other train is capable of providing unit monitoring and protection until the
testing has been completed.

APPLICABLE The RPS functions to maintain the SLs during all AQOs and mitigates the
SAFETY consequences of DBAs in all MODES in which the Rod Control System is
ANALYSES, LCO, capable of rod withdrawal or one or more rods are not fully inserted.
and APPLICABILITY

Each of the analyzed accidents and transients can be detected by one or
more RPS Functions. The accident analysis described in Reference 3 takes
credit for most RPS trip Functions. RPS trip Functions not specifically
credited in the accident analysis are qualitatively credited in the safety
analysis and the NRC staff approved licensing basis. These RPS trip
Functions may provide protection for conditions that do not require dynamic
transient analysis to demonstrate Function performance. They may also
serve as backups to RPS trip Functions that were credited in the accident
analysis.
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The LCO requires all instrumentation performing an RPS Function, listed in
Table 3.3.1-1 in the accompanying LCO, to be OPERABLE. A channel is
OPERABLE provided the trip setpoint "as-found" value does not exceed its
associated Allowable Value. The trip setpoint "as-left" value is adjusted to a
value within the "as-left" calibration tolerance band of the nominal trip
setpoint. Nominal trip setpoints are controlled administratively outside of
Technical Specifications. A trip setpoint may be set more conservative than
the Nominal Trip Setpoint as necessary in response to plant conditions.
Failure of any instrument renders the affected channel(s) inoperable and
reduces the reliability of the affected Functions.

The LCO generally requires OPERABILITY of four or three channels in each
instrumentation Function, two channels of Manual Reactor Trip in each logic
Function, and two trains in each Automatic Trip Logic Function. Four
OPERABLE instrumentation channels in a two-out-of-four configuration are
required when one RPS channel is also used as a control system input.
This configuration accounts for the possibility of the shared channel failing in
such a manner that it creates a transient that requires RPS action. In this
case, the RPS will still provide protection, even with random failure of one of
the other three protection channels. Three OPERABLE instrumentation
channels in a two-out-of-three configuration are generally required when
there is no potential for control system and protection system interaction that
could simultaneously create a need for RPS trip and disable one RPS
channel. The two-out-of-three and two-out-of-four configurations allow one
channel to be tripped during maintenance or testing without causing a
reactor trip. Specific exceptions to the above general philosophy exist and
are discussed below.

Reactor Protection System Functions

The safety analyses and OPERABILITY requirements applicable to each
RPS Function are discussed below:

1. Manual Reactor Trip

The Manual Reactor Trip ensures that the control room operator can
initiate a reactor trip at any time by using either of two reactor trip
pushbuttons in the control room. A Manual Reactor Trip accomplishes
the same results as any one of the automatic trip Functions. It is used
by the reactor operator to shut down the reactor whenever any
parameter is rapidly trending toward its trip setpoint or has exceeded
the trip setpoint without actuation.
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The LCO requires two Manual Reactor Trip channels to be
OPERABLE. Each channel is controlled by a manual reactor trip
pushbutton. Each channel activates the reactor trip breaker in both
trains. Two independent channels are required to be OPERABLE so
that no single random failure will disable the Manual Reactor Trip
Function.

In MODE 1 or 2, manual initiation of a reactor trip must be
OPERABLE. These are the MODES in which the shutdown rods
and/or control rods are partially or fully withdrawn from the core. In
MODE 3, 4, or 5, the manual initiation Function must also be
OPERABLE if one or more shutdown rods or control rods are
withdrawn or the Rod Control System is capable of withdrawing the
shutdown rods or the control rods. In this condition, inadvertent control
rod withdrawal is possible. In MODE 3, 4, or 5, manual initiation of a
reactor trip does not have to be OPERABLE if the Rod Control System
is not capable of withdrawing the shutdown rods or control rods and if
all rods are fully inserted. If the rods cannot be withdrawn from the
core, and all of the rods are inserted, there is no need to be able to trip
the reactor. In MODE 6, neither the shutdown rods nor the control
rods are permitted to be withdrawn and the CRDMs are disconnected
from the control rods and shutdown rods. Therefore, the manual
initiation Function is not required.

2. Power Range Neutron Flux

The NIS power range detectors are located external to the reactor
vessel and measure neutrons leaking from the core. The NIS power
range detectors provide input to the Rod Control System. Four
channels of NIS are required because the actuation logic must be able
to withstand an input failure to the control system, which may then
require the protection function actuation, and a single failure in the
other channels providing the protection function actuation. Note that
this Function also provides a signal to prevent automatic and manual
rod withdrawal prior to initiating a reactor trip. Limiting further rod
withdrawal may terminate the transient and eliminate the need to trip
the reactor.
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a. Power Range Neutron Flux - High

The Power Range Neutron Flux - High trip Function ensures that
protection is provided, from all power levels, against a positive
reactivity excursion leading to DNB during power operations.
These can be caused by rod withdrawal or reductions in RCS
temperature.

The LCO requires all four of the Power Range Neutron Flux -
High channels to be OPERABLE.

In MODE 1 or 2, when a positive reactivity excursion could occur,
the Power Range Neutron Flux - High trip must be OPERABLE.
This Function will terminate the reactivity excursion and shut
down the reactor prior to reaching a power level that could
damage the fuel. In MODE 3, 4, 5, or 6, the NIS power range
detectors cannot detect neutron levels in this range. In these
MODES, the Power Range Neutron Flux - High does not have to
be OPERABLE because the reactor is shut down and reactivity
excursions into the power range are extremely unlikely. Other
RPS Functions and administrative controls provide protection
against reactivity additions when in MODE 3, 4, 5, or 6.

b. Power Range Neutron Flux - Low

The LCO requirement for the Power Range Neutron Flux - Low
trip Function ensures that protection is provided against a
positive reactivity excursion from low power or subcritical
conditions.

The LCO requires all four of the Power Range Neutron Flux -
Low channels to be OPERABLE.

In MODE 1, below the Power Range Neutron Flux (P-10
setpoint), and in MODE 2, the Power Range Neutron Flux - Low
trip must be OPERABLE. This Function may be manually
blocked by the operator when two out of four power range
channels are greater than approximately 10% RTP (P-10
setpoint). This Function is automatically unblocked when three
out of four power range channels are below the P-10 setpoint.
Above the P-10 setpoint, positive reactivity additions are
mitigated by the Power Range Neutron Flux - High trip Function.
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In MODE 3, 4, 5, or 6, the Power Range Neutron Flux - Low trip
Function does not have to be OPERABLE because the reactor is
shut down and the NIS power range detectors cannot detect
neutron levels in this range. Other RPS trip Functions and
administrative controls provide protection against positive
reactivity additions or power excursions in MODE 3, 4, 5, or 6.

3. Intermediate Range Neutron Flux

The Intermediate Range Neutron Flux trip Function ensures that
protection is provided against an uncontrolled RCCA bank rod
withdrawal accident from a subcritical condition during startup. This
trip Function provides redundant protection to the Power Range
Neutron Flux - Low Setpoint trip Function.

The NIS intermediate range detectors are located external to the
reactor vessel and measure neutrons leaking from the core. The NIS
intermediate range detectors do not provide any input to control
systems. Note that this Function also provides a signal to prevent
automatic and manual rod withdrawal prior to initiating a reactor trip.
Limiting further rod withdrawal may terminate the transient and
eliminate the need to trip the reactor.

The LCO requires two channels of Intermediate Range Neutron Flux to
be OPERABLE. Two OPERABLE channels are sufficient to ensure no
single random failure will disable this trip Function and provide diverse
protection to the Power Range Neutron Flux - Low Setpoint Trip
Function.

Because this trip Function is important only during startup, there is
generally no need to disable channels for testing while the Function is
required to be OPERABLE. Therefore, a third channel is unnecessary.

In MODE 1 below the P-10 setpoint, and in MODE 2 above the P-6
setpoint, when there is a potential for an uncontrolled RCCA bank rod
withdrawal accident during reactor startup, the Intermediate Range
Neutron Flux trip must be OPERABLE. Above the P-10 setpoint, the
Power Range Neutron Flux - High Setpoint trip provides core
protection for a rod withdrawal accident. In MODE 2 below the P-6
setpoint, the Source Range Neutron Flux Trip provides the core
protection for reactivity accidents. In MODE 3, 4, or 5, the
Intermediate Range Neutron Flux trip does not have to be OPERABLE
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because LCO 3.1.1, "Shutdown Margin (SDM)," requires that SDM is
maintained within limits that ensure the reactor is shutdown. The
reactor cannot be started up in this condition. In MODE 6, all rods are
fully inserted and the core has a required increased SDM. Also, the
NIS intermediate range detectors cannot detect neutron levels present
in this MODE.

4. Source Range Neutron Flux

The LCO requirement for the Source Range Neutron Flux trip Function
ensures that protection is provided against an uncontrolled rod
withdrawal accident from a subcritical condition during startup. This
trip Function provides diverse protection to the Power Range Neutron
Flux - Low trip Function. Two channels of Source Range Neutron Flux
are required to be OPERABLE in the Applicable MODES.

In MODES 3, 4, and 5, administrative controls also prevent the
uncontrolled withdrawal of rods. The NIS source range detectors are
located external to the reactor vessel and measure neutrons leaking
from the core. The NIS source range detectors do not provide any
inputs to control systems. The source range trip is the only RPS
automatic protection function required in MODES 3, 4, and 5 when
rods are capable of withdrawal or one or more rods are not fully
inserted. Therefore, the functional capability at the specified allowable
value is assumed to be available.

The Source Range Neutron Flux Function provides protection for
control rod withdrawal from subcritical, boron dilution and control rod
ejection events.

In MODE 2 when below the P-6 setpoint and in MODES 3, 4, and 5
when there is a potential for an uncontrolled RCCA bank rod
withdrawal accident, the Source Range Neutron Flux trip must be
OPERABLE. Two OPERABLE channels are sufficient to ensure no
single random failure will disable this trip Function and provide diverse
protection to the Power Range Neutron Flux - Low Setpoint trip
Function. Above the P-6 setpoint, the Intermediate Range Neutron
Flux trip and the Power Range Neutron Flux - Low trip will provide core
protection for reactivity accidents. Above the P-6 setpoint, the NIS
source range detectors are de-energized.
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In MODES 3, 4, and 5 with all rods fully inserted and the Rod Control
System not capable of rod withdrawal, and in MODE 6, the outputs of
the Function to RPS logic are not required OPERABLE. The
requirements for the NIS source range detectors to monitor core
neutron levels and provide indication of reactivity changes that may
occur as a result of events like a boron dilution are addressed in
LCO 3.9.2, "Nuclear Instrumentation," for MODE 6.

5. Overtemperature AT

The Overtemperature AT trip Function is provided to ensure that the
design limit DNBR is met. This trip Function also limits the range over
which the Overpower AT trip Function must provide protection. The
inputs to the Overtemperature AT trip include all pressure, coolant
temperature, axial power distribution, and reactor power as indicated
by loop AT assuming full reactor coolant flow. Protection from violating
the DNBR limit is assured for those transients that are slow with
respect to delays from the core to the measurement system. The
Function monitors variations in power, but a decrease in flow has the
same effect on AT as a power increase. The Overtemperature AT trip
Function uses each loop's AT as a measure of reactor power and is
compared with a setpoint that is automatically varied with the following
parameters:

reactor coolant average temperature - the Trip Setpoint is varied
to correct for changes in coolant density and specific heat
capacity with changes in coolant temperature,

pressurizer pressure - the Trip Setpoint is varied to correct for
changes in system pressure, and

axial power distribution - f(AI), the Trip Setpoint is varied to
account for imbalances in the axial power distribution as
detected by the NIS upper and lower power range detectors. If
axial peaks are greater than the design limit, as indicated by the
difference between the upper and lower NIS power range
detectors, the Trip Setpoint is reduced in accordance with Note 1
of Table 3.3.1-1.

Dynamic compensation is included for system piping delays from the
core to the temperature measurement system.
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The Overtemperature AT trip Function is calculated for each loop as
described in Note 1 of Table 3.3.1-1. Trip occurs if Overtemperature
AT is indicated in two loops. The pressure and temperature signals
are used for other control functions. Therefore, the actuation logic is
designed to withstand an input failure to the control system, which may
then require the protection function actuation, and a single failure in
the other channels providing the protection function actuation.

The LCO requires all four channels of the Overtemperature AT trip
Function to be OPERABLE. Note that the Overtemperature AT
Function receives input from channels shared with other RPS
Functions. Failures that affect multiple Functions require entry into the
Conditions applicable to all affected Functions.

In MODE 1 or 2, the Overtemperature AT trip must be OPERABLE to
prevent DNB. In MODE 3, 4, 5, or 6, this trip Function does not have
to be OPERABLE because the reactor is not operating and there is
insufficient heat production to be concerned about DNB.

6. Overpower AT

The Overpower AT trip Function ensures that protection is provided to
ensure the integrity of the fuel (i.e., no fuel pellet melting and less than
1% cladding strain) under all possible overpower conditions. This trip
Function also limits the required range of the Overtemperature AT trip
Function and provides a backup to the Power Range Neutron Flux -
High Setpoint trip. The Overpower AT trip Function ensures that the
allowable heat generation rate (kW/ft) of the fuel is not exceeded. It
uses the AT of each loop as a measure of reactor power with a
setpoint that is automatically varied with the following parameters:

* reactor coolant average temperature - the trip setpoint is varied
to correct for changes in coolant density and specific heat
capacity with changes in coolant temperature, and

* rate of change of reactor coolant average temperature - including
a constant determined by dynamic considerations that provides
compensation for the delays between the core and the
temperature measurement system.
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The Overpower AT trip Function is calculated for each loop per Note 2
of Table 3.3.1-1. Trip occurs if Overpower AT is indicated in two loops.
The temperature signals are used for other control functions.
Therefore, the actuation logic is designed to withstand an input failure
to the control system, which may then require the protection function
actuation and a single failure in the remaining channels providing the
protection function actuation.

The LCO requires four channels of the Overpower AT trip Function to
be OPERABLE. Note that the Overpower AT trip Function receives
input from channels shared with other RPS Functions. Failures that
affect multiple Functions require entry into the Conditions applicable to
all affected Functions.

In MODE 1 or 2, the Overpower AT trip Function must be OPERABLE.
These are the only times that enough heat is generated in the fuel to
be concerned about the heat generation rates and overheating of the
fuel. In MODE 3, 4, 5, or 6, this trip Function does not have to be
OPERABLE because the reactor is not operating.

7. Pressurizer Pressure

The same sensors provide input to the Pressurizer Pressure - High
and - Low trips and the Overtemperature AT trip. The Pressurizer
Pressure channels are also used to provide input to the Pressurizer
Pressure Control System. Therefore, the actuation logic is designed to
withstand an input failure to the control system, which may then
require the protection function actuation, and a single failure in the
other channels providing the protection function actuation.

a. Pressurizer Pressure - Low

The Pressurizer Pressure - Low trip Function ensures that
protection is provided against violating the DNBR limit due to low
pressure.

The LCO requires four channels of Pressurizer Pressure - Low to
be OPERABLE.

INDIAN POINT 2 B 3.3.1 - 17 Revision 0



RPS Instrumentation
B 3.3.1

BASES
APPLICABLE SAFETY ANALYSES, LCO, and APPLICABILITY (continued)

In MODE 1, when DNB is a major concern, the Pressurizer
Pressure - Low trip must be OPERABLE. This trip Function is
automatically enabled on increasing power by the P-7 interlock
(NIS power range P-10 (Function 17.d) or turbine first stage
pressure greater than approximately 10% of full power equivalent
(Function 17.e)). On decreasing power, this trip Function is
automatically blocked below P-7. Below the P-7 setpoint, no
conceivable power distributions can occur that would cause DNB
concerns.

b. Pressurizer Pressure - High

The Pressurizer Pressure - High trip Function ensures that
protection is provided against overpressurizing the RCS. This
trip Function operates in conjunction with the pressurizer relief
and safety valves to prevent RCS overpressure conditions.

The LCO requires three channels of the Pressurizer Pressure -
High to be OPERABLE. Note that the plant design and this LCO
requires 4 channels for the Pressurizer Pressure - Low trip but
requires only 3 channels of Pressurizer Pressure - High trip.
This is an exception to the requirement for additional redundancy
when a protective function circuit is also used for a control
function which is described and justified in Reference 1. This
exception was evaluated during the evaluation for the increase in
licensed Thermal Power and determined to be acceptable
(Ref. 9).

The Pressurizer Pressure - High allowable value is selected to
be below the pressurizer safety valve actuation pressure and
above the power operated relief valve (PORV) setting. This
setting minimizes challenges to safety valves while avoiding
unnecessary reactor trip for those pressure increases that can be
controlled by the PORVs.
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In MODE 1 or 2, the Pressurizer Pressure - High trip must be
OPERABLE to help prevent RCS overpressurization and
minimize challenges to the safety valves. In MODE 3,4, 5, or 6,
the Pressurizer Pressure - High trip Function does not have to be
OPERABLE because transients that could cause an
overpressure condition will be slow to occur. Therefore, the
operator will have sufficient time to evaluate unit conditions and
take corrective actions. Additionally, low temperature
overpressure protection requirements provide overpressure
protection when RCS temperature is less than the LTOP
Applicability temperature specified in LCO 3.4.12, Low
Temperature Overpressure Protection (LTOP).

8. Pressurizer Water Level - High

The Pressurizer Water Level - High trip Function provides a backup
signal for the Pressurizer Pressure - High trip and also provides
protection against water relief through the pressurizer safety valves.
These valves are designed to pass steam in order to achieve their
design energy removal rate. A reactor trip is actuated prior to the
pressurizer becoming water solid. The LCO requires three channels of
Pressurizer Water Level - High to be OPERABLE. The pressurizer
level channels are used as input to the Pressurizer Level Control
System. A fourth channel is not required to address control/protection
interaction concerns because the level channels do not actuate the
safety valves, and the high pressure reactor trip is set below the safety
valve setting. Therefore, with the slow rate of charging available,
pressure overshoot due to level channel failure cannot cause the
safety valve to lift before reactor high pressure trip.

In MODE 1, when there is a potential for overfilling the pressurizer, the
Pressurizer Water Level - High trip must be OPERABLE. This trip
Function is automatically enabled on increasing power by the P-7
interlock. On decreasing power, this trip Function is automatically
blocked below P-7. Below the P-7 setpoint, transients that could raise
the pressurizer water level will be slow and the operator will have
sufficient time to evaluate unit conditions and take corrective actions.
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9. Reactor Coolant Flow - Low

The Reactor Coolant Flow - Low trip Function ensures that protection
is provided against violating the DNBR limit due to low flow in one or
more RCS loops, while avoiding reactor trips due to normal variations
in loop flow. Above the P-7 setpoint, the reactor trip on low flow in two
or more RCS loops is automatically enabled. Above the P-8 setpoint,
which is < 26.4% RTP, a loss of flow in any RCS loop will actuate a
reactor trip. Each RCS loop has three flow detectors to monitor flow.
The flow signals are not used for any control system input.

The LCO requires three Reactor Coolant Flow - Low channels per loop
to be OPERABLE in MODE 1 above P-7. Each reactor coolant loop is
considered to be a separate Function. Therefore, separate condition
entry is allowed for each loop with an inoperable channel.

In MODE 1 above the P-8 setpoint, a loss of flow in one RCS loop
could result in DNB conditions in the core because of the higher power
level. In MODE 1 below the P-8 setpoint and above the P-7 setpoint, a
loss of flow in two or more loops is required to actuate a reactor trip
because of the lower power level and the greater margin to the design
limit DNBR. Below the P-7 setpoint, all reactor trips on low flow are
automatically blocked since there is insufficient heat production to
generate DNB conditions.

10. Reactor Coolant Pump (RCP) Breaker Position

Both RCP Breaker Position trip Functions operate to anticipate the
Reactor Coolant Flow - Low trips to avoid RCS heatup that would
occur before the low flow trip actuates.

a. Reactor Coolant Pump Breaker Position (Single Loon)

The RCP Breaker Position (Single Loop) trip Function ensures
that protection is provided against violating the DNBR limit due to
a loss of flow in one RCS loop. The position of each RCP
breaker is monitored. If one RCP breaker is open above the P-8
setpoint, a reactor trip is initiated. This trip Function will generate
a reactor trip before the Reactor Coolant Flow - Low (Single
Loop) Trip Setpoint is reached.
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The LCO requires one RCP Breaker Position channel per RCP to
be OPERABLE. One OPERABLE channel is sufficient for this
trip Function because the RCS Flow - Low trip alone provides
sufficient protection of unit SLs for loss of flow events. The RCP
Breaker Position trip serves only to anticipate the low flow trip,
minimizing the thermal transient associated with loss of a pump.
Each reactor coolant pump is considered to be a separate
function. Therefore, separate condition entry is allowed for each
pump with an inoperable channel.

This Function measures only the discrete position (open or
closed) of the RCP breaker, using a position switch. Therefore,
the Function has no adjustable trip setpoint with which to
associate an LSSS.

In MODE 1 above the P-8 setpoint, when a loss of flow in any
RCS loop could result in DNB conditions in the core, the RCP
Breaker Position (Single Loop) trip must be OPERABLE. In
MODE 1 below the P-8 setpoint, a loss of flow in two or more
loops is required to actuate a reactor trip because of the lower
power level and the greater margin to the design limit DNBR.

b. Reactor Coolant Pump Breaker Position (Two Loops)

The RCP Breaker Position (Two Loops) trip Function ensures
that protection is provided against violating the DNBR limit due to
a loss of flow in two or more RCS loops. The position of each
RCP breaker is monitored. Above the P-7 setpoint, a loss of flow
in two or more loops will initiate a reactor trip. This trip Function
will generate a reactor trip before the Reactor Coolant Flow -
Low (Two Loops) Trip Setpoint is reached.

The LCO requires one RCP Breaker Position channel per RCP to
be OPERABLE. One OPERABLE channel is sufficient for this
Function because the RCS Flow - Low trip alone provides
sufficient protection of unit SLs for loss of flow events. The RCP
Breaker Position trip serves only to anticipate the low flow trip,
minimizing the thermal transient associated with loss of an RCP.
Each reactor coolant pump is considered to be a separate
function. Therefore, separate condition entry is allowed for each
pump with an inoperable channel.
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This Function measures only the discrete position (open or
closed) of the RCP breaker, using a position switch. Therefore,
the Function has no adjustable trip setpoint with which to
associate an allowable value.

In MODE 1 above the P-7 setpoint and below the P-8 setpoint,
the RCP Breaker Position (Two Loops) trip must be OPERABLE.
Below the P-7 setpoint, all reactor trips on loss of flow are
automatically blocked since no conceivable power distributions
could occur that would cause a DNB concern at this low power
level. Above the P-7 setpoint, the reactor trip on loss of flow in
two RCS loops is automatically enabled. Above the P-8 setpoint,
a loss of flow in any one loop will actuate a reactor trip because
of the higher power level and the reduced margin to the design
limit DNBR.

11. Reactor Coolant PumD Undervoltage (6.9 kV bus)

The RCP Undervoltage reactor trip Function ensures that protection is
provided against violating the DNBR limit due to a loss of flow in two or
more RCS loops. The voltage to each 6.9 kV bus used to power an
RCP is monitored. Above the P-7 setpoint, a loss of voltage detected
on two or more RCP buses will initiate a reactor trip. This trip Function
will generate a reactor trip before the Reactor Coolant Flow - Low (Two
Loops) Trip Setpoint is reached. Time delays are incorporated into the
Undervoltage RCPs channels to prevent reactor trips due to
momentary electrical power transients.

The LCO requires one RCP Undervoltage channel (one per RCP) per
bus to be OPERABLE.

In MODE 1 above the P-7 setpoint, the RCP Undervoltage trip must be
OPERABLE. Below the P-7 setpoint, all reactor trips on loss of flow
are automatically blocked since no conceivable power distributions
could occur that would cause a DNB concern at this low power level.
Above the P-7 setpoint, the reactor trip on loss of flow in two or more
RCS loops is automatically enabled.
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In addition to the direct reactor trip that results from undervoltage on
any two of the four reactor coolant pump 6.9 kV buses specified in
Function 11, RCP Undervoltage (6.9 kV bus), each reactor coolant
pump circuit breaker is automatically tripped (after a time delay) on an
undervoltage on its associated 6.9 kV bus. Therefore, above the P-8
setpoint, undervoltage on any one reactor coolant pump 6.9 kV bus will
result in a reactor trip via Function 10.a, Reactor Coolant Pump
Breaker Position-Single Loop. Additionally, undervoltage on two
reactor coolant pump 6.9 kV buses will result in a reactor trip via
Function 1 O.b, Reactor Coolant Pump Breaker Position - Two Loops,
when above the P-7 setpoint.

12. Reactor Coolant Pump UnderfreQuency (6.9 kV bus)

The RCP Underfrequency reactor trip Function ensures that protection
is provided against violating the DNBR limit due to a loss of flow in two
or more RCS loops from a major network frequency disturbance. An
underfrequency condition will slow down the pumps, thereby reducing
their coastdown time following a pump trip. The proper coastdown
time is required so that reactor heat can be removed immediately after
reactor trip. The frequency of each RCP bus is monitored. A low
frequency detected on two or more RCP buses trips all four RCPs, a
condition that will initiate a reactor trip above the P-7 setpoint. This trip
Function will generate a reactor trip before the Reactor Coolant
Flow - Low (Two Loops) Trip Setpoint is reached.

The LCO requires one RCP Underfrequency channel per bus to be
OPERABLE.

In MODE 1 above the P-7 setpoint, the RCP Underfrequency trip must
be OPERABLE. Below the P-7 setpoint, all reactor trips on loss of flow
are automatically blocked since no conceivable power distributions
could occur that would cause a DNB concern at this low power level.
Above the P-7 setpoint, the reactor trip on loss of flow in two or more
RCS loops is automatically enabled.
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13. Steam Generator Water Level - Low Low

The SG Water Level - Low Low trip Function ensures that protection is
provided against a loss of heat sink and actuates the AFW System
prior to uncovering the SG tubes. The SGs are the heat sink for the
reactor. In order to act as a heat sink, the SGs must contain a
minimum amount of water. A narrow range low low level in any SG is
indicative of a loss of heat sink for the reactor. One of the level
transmitters in each SG also provides input to the SG Level Control
System. This Function also performs the ESFAS function of starting
the AFW pumps on low low SG level.

The LCO requires three channels of SG Water Level - Low Low per
SG to be OPERABLE.

In MODE 1 or 2, when the reactor requires a heat sink, the SG Water
Level - Low Low trip must be OPERABLE. The normal source of water
for the SGs is the Main Feedwater (MFW) System (not safety related).
The MFW System is only in operation in MODE 1 or 2. The AFW
System is the safety related backup source of water to ensure that the
SGs remain the heat sink for the reactor. During normal startups and
shutdowns, the AFW System provides feedwater to maintain SG level.
In MODE 3, 4, 5, or 6, the SG Water Level - Low Low Function does
not have to be OPERABLE because the MFW System is not in
operation and the reactor is not operating or even critical. Decay heat
removal is accomplished by the AFW System in MODE 3 and 4 and by
the Residual Heat Removal (RHR) System in MODE 4, 5, or 6.

14. Steam Generator Water Level - Low. Coincident With Steam
FlowlFeedwater Flow Mismatch

SG Water Level - Low, in conjunction with the Steam Flow/Feedwater
Flow Mismatch, ensures that protection is provided against a loss of
heat sink and actuates the AFW System prior to uncovering the SG
tubes. In addition to a decreasing water level in the SG, the difference
between feedwater flow and steam flow is evaluated to determine if
feedwater flow is significantly less than steam flow. With less
feedwater flow than steam flow, SG level will decrease at a rate
dependent upon the magnitude of the difference in flow rates. The
required logic is developed from two SG level channels and two Steam
Flow/Feedwater Flow Mismatch channels per SG. One narrow range
level channel sensing a low level coincident with the associated Steam
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Flow/Feedwater Flow Mismatch channel sensing flow mismatch
(steam flow greater than feed flow) for the associated SG will actuate a
reactor trip.

The LCO requires two channels per SG of SG Water Level - Low
coincident with Steam Flow/Feedwater Flow Mismatch.

In MODE 1 or 2, when the reactor requires a heat sink, the SG Water
Level - Low coincident with Steam Flow/Feedwater Flow Mismatch trip
must be OPERABLE. The normal source of water for the SGs is the
MFW System (not safety related). The MFW System is only in
operation in MODE 1 or 2. The AFW System is the safety related
backup source of water to ensure that the SGs remain the heat sink for
the reactor. During normal startups and shutdowns, the AFW System
provides feedwater to maintain SG level. In MODE 3, 4, 5, or 6, the
SG Water Level - Low coincident with Steam Flow/Feedwater Flow
Mismatch Function does not have to be OPERABLE because the
MFW System is not in operation and the reactor is not operating or
even critical. Decay heat removal is accomplished by the AFW
System in MODE 3 and by the RHR System in MODE 4, 5, or 6. The
MFW System is in operation only in MODE 1 or 2 and, therefore, this
trip Function need only be OPERABLE in these MODES.

15. Turbine Tri - Low Auto Stop Oil Pressure

The Turbine Trip - Low Auto Stop Oil Pressure trip Function anticipates
the loss of heat removal capabilities of the secondary system following
a turbine trip. This trip Function acts to minimize the
pressure/temperature transient on the reactor. Any turbine trip from a
power level below the P-8 setpoint, which is < 26.4% RTP, will not
actuate a reactor trip. Three pressure switches monitor the control oil
pressure in the Turbine Control System. A low pressure condition
sensed by two-out-of-three pressure switches will actuate a reactor
trip. These pressure switches do not provide any input to the control
system. The unit is designed to withstand a complete loss of load and
not sustain core damage or challenge the RCS pressure limitations.
Core protection is provided by the Pressurizer Pressure - High trip
Function and RCS integrity is ensured by the pressurizer safety valves.
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The LCO requires three channels of Turbine Trip - Low Auto Stop Oil
Pressure to be OPERABLE in MODE 1 above P-8.

Below the P-8 setpoint, a turbine trip does not actuate a reactor trip. In
MODE 2, 3, 4, 5, or 6, there is no potential for a turbine trip, and the
Turbine Trip - Low Auto Stop Oil Pressure trip Function does not need
to be OPERABLE.

16. Safety Iniection Input from Engineered Safety Feature Actuation
System

The Si Input from ESFAS ensures that if a reactor trip has not already
been generated by the RPS, the ESFAS automatic actuation logic will
initiate a reactor trip upon any signal that initiates S. This is a
condition of acceptability for the LOCA. However, other transients and
accidents take credit for varying levels of ESF performance and rely
upon rod insertion, except for the most reactive rod that is assumed to
be fully withdrawn, to ensure reactor shutdown. Therefore, a reactor
trip is initiated every time an Si signal is present.

Trip Setpoint and Allowable Values are not applicable to this Function.
The Si Input is provided by relay in the ESFAS. Therefore, there is no
measurement signal with which to associate an LSSS.

The LCO requires two trains of SI Input from ESFAS to be OPERABLE
in MODE I or 2.

A reactor trip is initiated every time an Si signal is present. Therefore,
this trip Function must be OPERABLE in MODE 1 or 2, when the
reactor is critical, and must be shut down in the event of an accident.
In MODE 3, 4, 5, or 6, the reactor is not critical, and this trip Function
does not need to be OPERABLE.

17. Reactor Protection System Interlocks

Reactor protection interlocks are provided to ensure reactor trips are in
the correct configuration for the current unit status. They back up
operator actions to ensure protection system Functions are not
bypassed during unit conditions under which the safety analysis
assumes the Functions are not bypassed. Therefore, the interlock
Functions do not need to be OPERABLE when the associated reactor
trip functions are outside the applicable MODES. These are:
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a. Intermediate Range Neutron Flux. P-6

The Intermediate Range Neutron Flux, P-6 interlock is actuated
when any NIS intermediate range channel goes approximately
one decade above the minimum channel reading. If both
channels drop below the setpoint, the permissive will
automatically be defeated. This interlock can also be defeated
manually. The LCO requirement for the P-6 interlock ensures
that the following Functions are performed:

* on increasing power, the P-6 interlock allows the manual
block of the NIS Source Range, Neutron Flux reactor trip.
This prevents a premature block of the source range trip
and allows the operator to ensure that the intermediate
range is OPERABLE prior to leaving the source range.
When the source range trip is blocked, the high voltage to
the detectors is also removed, and

* on decreasing power, the P-6 interlock automatically
energizes the NIS source range detectors and enables the
NIS Source Range Neutron Flux reactor trip.

The LCO requires two trains of Intermediate Range Neutron
Flux, P-6 interlock to be OPERABLE in MODE 2 when below the
P-6 interlock setpoint.

Above the P-6 interlock setpoint, the NIS Source Range Neutron
Flux reactor trip will be blocked, and this Function will no longer
be necessary.

In MODE 3, 4, 5, or 6, the P-6 interlock does not have to be
OPERABLE because the NIS Source Range is providing core
protection.

b. Low Power Reactor Trips Block. P-7

The Low Power Reactor Trips Block, P-7 interlock is actuated by
input from either the Power Range Neutron Flux, P-10, or the
Turbine First Stage Pressure interlock. The LCO requirement for
the P-7 interlock ensures that the following Functions are
performed:
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(1) on increasing power, the P-7 interlock (2 of 4 Power Range
channels increasing above the P-10 (Function 17.d)
setpoint or 1 of 2 Turbine First Stage Pressure
(Function 17.e) above the setpoint) automatically enables
reactor trips on the following Functions:

* Pressurizer Pressure - Low,

* Pressurizer Water Level - High,

* Reactor Coolant Flow - Low (low flow in two or more
RCS loops),

* RCPs Breaker Open (Two Loops),

* Undervoltage RCPs, and

* Underfrequency RCPs.

These reactor trips are only required when operating above
the P-7 setpoint (approximately 10% power). The reactor
trips provide protection against violating the DNBR limit.
Below the P-7 setpoint, the RCS is capable of providing
sufficient natural circulation without any RCP running.

(2) on decreasing power, the P-7 interlock (3 of 4 Power
Range channels decreasing below the P-10 (Function
17.d) setpoint and 2 of 2 Turbine First Stage Pressure
channels decreasing below the Turbine First Stage
Pressure (Function 17.e) setpoint) automatically blocks
reactor trips on the following Functions:

* Pressurizer Pressure - Low,

* Pressurizer Water Level - High,

* Reactor Coolant Flow - Low (low flow in two or more
RCS loops),

* RCP Breaker Position (Two Loops),
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• Undervoltage RCPs, and

* Underfrequency RCPs.

Trip Setpoint and Allowable Value are not applicable to the P-7
interlock because it is a logic Function and thus has no
parameter with which to associate an allowable value. The
Allowable Value for the P-10 interlock (Function 17.d) governs
input from the Power Range instruments and the Allowable
Value for the Turbine First Stage Pressure interlock (Function
17.e) governs input for turbine power.

The P-7 interlock is a logic Function with train and not channel
identity. Therefore, the LCO requires one channel per train (i.e.,
two trains) of Low Power Reactor Trips Block, P-7 interlock to be
OPERABLE in MODE 1.

The low power trips are blocked below the P-7 setpoint and
unblocked above the P-7 setpoint. In MODE 2, 3, 4, 5, or 6, this
Function does not have to be OPERABLE because the interlock
performs its Function when power level drops below 10% power,
which is in MODE 1.

c. Power RanQe Neutron Flux. P-8

The Power Range Neutron Flux, P-8 interlock is actuated at
< 26.4% RTP as determined by two-out-of-four NIS power range
detectors. The P-8 interlock automatically enables the Reactor
Coolant Flow - Low and RCP Breaker Position (Single Loop)
reactor trips on low flow in one or more RCS loops whenever at
least 2 of the 4 Power Range instruments increase to above the
P-8 setpoint. The LCO requirement for this trip Function ensures
that protection is provided against a loss of flow in any RCS loop
that could result in DNB conditions in the core when greater than
approximately 26.4% RTP. On decreasing power, the reactor
trip on low flow in any loop is automatically blocked whenever at
least 3 of the 4 Power Range instruments decrease to below the
P-8 setpoint.

The LCO requires four channels of Power Range Neutron Flux,
P-8 interlock to be OPERABLE in MODE 1.
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In MODE 1, a loss of flow in one RCS loop could result in DNB
conditions, so the Power Range Neutron Flux, P-8 interlock must
be OPERABLE. In MODE 2, 3, 4, 5, or 6, this Function does not
have to be OPERABLE because the core is not producing
sufficient power to be concerned about DNB conditions.

d. Power Range Neutron Flux, P-10

The Power Range Neutron Flux, P-10 interlock is actuated at
approximately 10% power, as determined by two-out-of-four NIS
power range detectors. If power level falls below 10% RTP on
3 of 4 channels, the nuclear instrument trips will be automatically
unblocked. The LCO requirement for the P-1 0 interlock ensures
that the following Functions are performed:

* on increasing power, the P-1 0 interlock allows the operator
to manually block the Intermediate Range Neutron Flux
reactor trip. Note that blocking the reactor trip also blocks
the signal to prevent automatic and manual rod withdrawal,

* on increasing power, the P-1 0 interlock allows the operator
to manually block the Power Range Neutron Flux - Low
reactor trip,

* on increasing power, the P-10 interlock automatically
provides a backup signal to block the Source Range
Neutron Flux reactor trip and also to de-energize the NIS
source range detectors,

* the P-1 0 interlock provides one of the two inputs to the P-7
interlock, and

* on decreasing power, the P-10 interlock automatically
enables the Power Range Neutron Flux - Low reactor trip
and the Intermediate Range Neutron Flux reactor trip (and
rod stop).

The LCO requires four channels of Power Range Neutron Flux,
P-10 interlock to be OPERABLE in MODE 1 or 2.
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OPERABILITY in MODE 1 ensures the Function is available to
perform its decreasing power Functions in the event of a reactor
shutdown. This Function must be OPERABLE in MODE 2 to
ensure that core protection is provided during a startup or
shutdown by the Power Range Neutron Flux - Low and
Intermediate Range Neutron Flux reactor trips. In MODE 3,4, 5,
or 6, this Function does not have to be OPERABLE because the
reactor is not at power and the Source Range Neutron Flux
reactor trip provides core protection.

e. Turbine First Stage Pressure

The Turbine First Stage Pressure (P-7 input) interlock is actuated
when the pressure in the first stage of the high pressure turbine
is greater than approximately 10% of the pressure consistent
with 100% RTP. This is determined by one-out-of-two pressure
detectors. The LCO requirement for this Function ensures that
one of the inputs to the P-7 interlock is available.

The LCO requires two channels of Turbine First Stage Pressure
interlock to be OPERABLE in MODE 1.

The Turbine First Stage Pressure (P-7 input) interlock must be
OPERABLE when the turbine generator is operating. The
interlock Function is not required OPERABLE in MODE 2, 3,4, 5,
or 6 because the turbine generator is not operating.

18. Reactor Trip Breakers

This trip Function applies to the RTBs exclusive of undervoltage and
shunt trip mechanisms which are addressed in Function 19. The
LCO requires two OPERABLE trains of trip breakers. A trip breaker
train consists of all trip breakers associated with a single RPS logic
train that are racked in, closed, and capable of supplying power to the
Rod Control System. Thus, the train may consist of the main breaker,
bypass breaker, or main breaker and bypass breaker, depending upon
the system configuration.
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The LCO requires two OPERABLE trains of trip breakers. Two
OPERABLE trains ensure no single random failure can disable the
RPS trip capability. When a reactor trip breaker is being tested, both
reactor trip breaker and the reactor trip bypass breaker (RTBB)
associated with RPS logic train not in test are closed. In this
configuration, a single failure in the RPS logic train not in test could
disable RPS trip capability; therefore, limits on the duration of testing
are established.

These trip Functions must be OPERABLE in MODE 1 or 2. In
MODE 3, 4, or 5, these RPS trip Functions must be OPERABLE when
the Rod Control System is capable of rod withdrawal or one or more
rods are not fully inserted.

19. Reactor Trip Breaker Undervoltage and Shunt Trip Mechanisms

The LCO requires both the Undervoltage and Shunt Trip Mechanisms
to be OPERABLE for each RTB that is in service. The trip
mechanisms are not required to be OPERABLE for trip breakers that
are open, racked out, incapable of supplying power to the Rod Control
System, or declared inoperable under Function 18 above.
OPERABILITY of both trip mechanisms on each breaker ensures that
no single trip mechanism failure will prevent opening any breaker on a
valid signal.

These trip Functions must be OPERABLE in MODE or 2. In
MODE 3,4, or 5, these RPS trip Functions must be OPERABLE when
the Rod Control System is capable of rod withdrawal or one or more
rods are not fully inserted.

20. Automatic Trip Logic

The LCO requirement for the RTBs (Functions 18 and 19) and
Automatic Trip Logic (Function 20) ensures that means are provided to
interrupt the power to allow the rods to fall into the reactor core. Each
RTB is equipped with a bypass breaker to allow testing of the trip
breaker while the unit is at power. Each RTB and RTBB is equipped
with an undervoltage coil and a shunt trip coil to trip the breaker open
when needed. The reactor trip signals generated by the RPS
Automatic Trip Logic cause the RTBs and associated bypass breakers
to open and shut down the reactor.
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The LCO requires two trains of RPS Automatic Trip Logic to be
OPERABLE. Having two OPERABLE channels ensures that random
failure of a single logic channel will not prevent reactor trip.

These trip Functions must be OPERABLE in MODE 1 or 2. In
MODE 3,4, or 5, these RPS trip Functions must be OPERABLE when
the Rod Control System is capable of rod withdrawal or one or more
rods are not fully inserted.

The RPS instrumentation satisfies Criterion 3 of 10 CFR 50.36(c)(2)(ii).

ACTIONS A Note has been added to the ACTIONS to clarify the application of
Completion Time rules. The Conditions of this Specification may be entered
independently for each Function listed in Table 3.3.1-1.

In the event a channel's trip setpoint is found nonconservative with respect
to the Allowable Value, or the transmitter, instrument loop, signal processing
electronics, or bistable is found inoperable, then all affected Functions
provided by that channel must be declared inoperable and the
LCO Condition(s) entered for the protection Function(s) affected.

When the number of inoperable channels in a trip Function exceed those
specified in one or other related Conditions associated with a trip Function,
then the unit is outside the safety analysis. Therefore, LCO 3.0.3 must be
immediately entered if applicable in the current MODE of operation.

A.1

Condition A applies to all RPS protection Functions. Condition A addresses
the situation where one or more required channels or trains for one or more
Functions are inoperable at the same time. The Required Action is to refer
to Table 3.3.1-1 and to take the Required Actions for the protection functions
affected. The Completion Times are those from the referenced Conditions
and Required Actions.

B.1 and B.2

Condition B applies to the Manual Reactor Trip in MODE 1 or 2. This action
addresses the train orientation of the RPS Automatic Trip Logic for this
Function. With one channel inoperable, the inoperable channel must be
restored to OPERABLE status within 48 hours. In this Condition, the
remaining OPERABLE channel is adequate to perform the safety function.
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The Completion Time of 48 hours is reasonable considering that there are
two automatic actuation trains and another manual initiation channel
OPERABLE, and the low probability of an event occurring during this
interval.

If the Manual Reactor Trip Function cannot be restored to OPERABLE
status within the allowed 48 hour Completion Time, the unit must be brought
to a MODE in which the requirement does not apply. To achieve this status,
the unit must be brought to at least MODE 3 within 6 additional hours
(54 hours total time). The 6 additional hours to reach MODE 3 is
reasonable, based on operating experience, to reach MODE 3 from full
power operation in an orderly manner and without challenging unit systems.
With the unit in MODE 3, ACTION C would apply to any inoperable Manual
Reactor Trip Function if the Rod Control System is capable of rod withdrawal
or one or more rods are not fully inserted.

C.1. C.2.1, and C.2.2

Condition C applies to the following reactor trip Functions in MODE 3,4, or 5
with the Rod Control System capable of rod withdrawal or one or more rods
not fully inserted:

* Manual Reactor Trip,

* RTBs,

* RTB Undervoltage and Shunt Trip Mechanisms, and

* Automatic Trip Logic.

This action addresses the train orientation of the RPS Automatic Trip Logic
for these Functions. With one channel or train inoperable, the inoperable
channel or train must be restored to OPERABLE status within 48 hours. If
the affected Function(s) cannot be restored to OPERABLE status within the
allowed 48 hour Completion Time, the unit must be placed in a MODE in
which the requirement does not apply. To achieve this status, action must
be initiated within the same 48 hours to ensure that all rods are fully
inserted, and the Rod Control System must be placed in a condition
incapable of rod withdrawal within the next hour. The additional hour
provides sufficient time to accomplish the action in an orderly manner. With
rods fully inserted and the Rod Control System incapable of rod withdrawal,
these Functions are no longer required.
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The Completion Time is reasonable considering that in this Condition, the
remaining OPERABLE train is adequate to perform the safety function, and
given the low probability of an event occurring during this interval.

D.1 and D.2

Condition D applies to the Power Range Neutron Flux - High Function.

The NIS power range detectors provide input to the Rod Control System
and, therefore, have a two-out-of-four trip logic. A known inoperable channel
must be placed in the tripped condition. This results in a partial trip condition
requiring only one-out-of-three logic for actuation. The 72 hours allowed to
place the inoperable channel in the tripped condition is justified in
WCAP-14333-P-A (Ref. 7).

If the inoperable channel is not placed in trip within the required Completion
Time, the plant must be placed in a MODE where this Function is no longer
required OPERABLE. Seventy-Eight hours are allowed to place the plant in
MODE 3. The 78 hour Completion Time includes 72 hours for channel
corrective maintenance and an additional 6 hours for the MODE reduction as
required by Required Action D.2. This is a reasonable time, based on
operating experience, to reach MODE 3 from full power in an orderly manner
and without challenging plant systems. If Required Actions cannot be
completed within their allowed Completion Times, LCO 3.0.3 must be
entered.

The Required Actions have been modified by Note 1 which allows placing
one channel in bypass for up to 12 hours while performing routine
surveillance testing (including associated repairs), and setpoint adjustments
when a setpoint reduction is required by other Technical Specifications. The
12 hour time limit is justified in Reference 7. This allowance may be used to
bypass an inoperable channel that is in trip to permit surveillance testing and
setpoint adjustment of other channels. This allowance may also be used to
bypass an otherwise OPERABLE channel during surveillance testing and
setpoint adjustment.
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The Required Actions have been modified by Note 2 that states SR 3.2.4.2
is applicable if the Power Range Neutron Flux input to QPTR is inoperable.
This Note is needed because failure of a component in the Power Range
Neutron Flux Channel which renders the High Flux Trip Function inoperable
may affect the capability to monitor QPTR as required by LCO 3.2.4,
"QUADRANT POWER TILT RATIO (QPTR)." If the ability to monitor QPTR
is impaired because of an inoperable power range channel, then SR 3.2.4.2
requires either a reduction in reactor power or use of the movable incore
detectors for monitoring QPTR. This Note specifies that LCO 3.0.6 is not
applicable to QPTR monitoring when a Power Range Neutron Flux Channel
is inoperable and that the special requirements for monitoring QPTR in
SR 3.2.4.2 are applicable. Note that SR 3.2.4.2 will require action within
12 hours of the discovery of an inoperable Power Range Neutron Flux
Channel.

E.1 and E.2

Condition E applies to the following reactor trip Functions:

* Power Range Neutron Flux - Low,

* Overtemperature AT,

* Overpower AT,

* Pressurizer Pressure - High,

* SG Water Level - Low Low, and

SG Water Level - Low coincident with Steam Flow/Feedwater Flow
Mismatch.

A known inoperable channel must be placed in the tripped condition within
72 hours. Placing the channel in the tripped condition results in a partial trip
condition requiring only one-out-of-two logic for actuation of the
two-out-of-three trips and. one-out-of-three logic for actuation of the
two-out-of-four trips. The 72 hours allowed to place the inoperable channel
in the tripped condition is justified in Reference 7.
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If the inoperable channel cannot be placed in the trip condition within the
specified Completion Time, the unit must be placed in a MODE where these
Functions are not required OPERABLE. An additional 6 hours is allowed to
place the unit in MODE 3. Six hours is a reasonable time, based on
operating experience, to place the unit in MODE 3 from full power in an
orderly manner and without challenging unit systems.

The Required Actions have been modified by a Note that allows placing the
inoperable channel in the bypassed condition for up to 12 hours while
performing routine surveillance testing (including associated repairs). The
12 hour time limit is justified in Reference 7. This allowance may be used to
bypass an inoperable channel that is in trip to permit surveillance testing
(including associated repairs) and setpoint adjustment of other channels.
This allowance may also be used to bypass an otherwise OPERABLE
channel during surveillance testing and setpoint adjustment.

F.1 and F.2

Condition F applies to the Intermediate Range Neutron Flux trip when
THERMAL POWER is above the P-6 setpoint and below the P-1 0 setpoint
and one channel is inoperable. Above the P-6 setpoint and below the P-10
setpoint, the NIS intermediate range detector performs the monitoring
Functions. If THERMAL POWER is greater than the P-6 setpoint but less
than the P-10 setpoint, 24 hours is allowed to reduce THERMAL POWER
below the P-6 setpoint or to increase THERMAL POWER above the P-10
setpoint. The NIS Intermediate Range Neutron Flux channels must be
OPERABLE when the power level is above the capability of the source
range, P-6, and below the capability of the power range, P-10. If THERMAL
POWER is greater than the P-10 setpoint, the NIS power range detectors
perform the monitoring and protection functions and the intermediate range
is not required. The Completion Times allow for a slow and controlled power
adjustment above P-10 or below P-6 and take into account the redundant
capability afforded by the redundant OPERABLE channel, and the low
probability of its failure during this period. This action does not require the
inoperable channel to be tripped because the Function uses one-out-of-two
logic. Tripping one channel would trip the reactor. Thus, the Required
Actions specified in this Condition are only applicable when channel failure
does not result in reactor trip.
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G.1 and G.2

Condition G applies when there are no Intermediate Range Neutron Flux trip
channels OPERABLE in MODE 2 when THERMAL POWER is above the
P-6 setpoint and below the P-1 0 setpoint. Required Actions specified in this
Condition are only applicable when channel failures do not result in reactor
trip. Above the P-6 setpoint and below the P-10 setpoint, the NIS
intermediate range detector performs the monitoring Functions. With no
intermediate range channels OPERABLE, the Required Actions are to
suspend operations involving positive reactivity additions immediately. This
will preclude any power level increase since there are no OPERABLE
Intermediate Range Neutron Flux channels. The operator must also reduce
THERMAL POWER below the P-6 setpoint within two hours. Below P-6, the
Source Range Neutron Flux channels will be able to monitor the core power
level. The Completion Time of 2 hours will allow a slow and controlled
power reduction to less than the P-6 setpoint and takes into account the low
probability of occurrence of an event during this period that may require the
protection afforded by the NIS Intermediate Range Neutron Flux trip and
because the Power Range Neutron Flux - Low trips provide diverse
protection against reactivity addition events.

Required Action G.1 is modified by a note to indicate that normal plant
control operations that individually add limited positive reactivity (e.g.,
temperature or boron fluctuations associated with RCS inventory
management or temperature control) are not precluded by this Action,
provided they are accounted for in the calculated SDM.

H.1

Condition H applies to one inoperable Source Range Neutron Flux trip
channel when in MODE 2, below the P-6 setpoint, and performing a reactor
startup. With the unit in this Condition, below P-6, the NIS source range
performs the monitoring and protection functions. With one of the two
channels inoperable, operations involving positive reactivity additions shall
be suspended immediately.

This will preclude any power escalation. With only one source range
channel OPERABLE, core protection is severely reduced. However, the
Power Range Neutron Flux - Low Function provides required protection for a
startup rod withdrawal event from subcritical. Therefore, any actions that
add positive reactivity to the core must be suspended immediately.
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Required Action H.1 is modified by a note to indicate that normal plant
control operations that individually add limited positive reactivity (e.g.,
temperature or boron fluctuations associated with RCS inventory
management or temperature control) are not precluded by this Action,
provided they are accounted for in the calculated SDM.

1.1

Condition I applies when there are no Source Range Neutron Flux trip
channels OPERABLE when in MODE 2, below the P-6 setpoint, and in
MODE 3, 4, or 5 with the Rod Control System capable of rod withdrawal or
one or more rods not fully inserted. With the unit in this Condition,
below P-6, the NIS source range performs the monitoring and protection
functions. With both source range channels inoperable, the RTBs must be
opened immediately. With the RTBs open, the core is in a more stable
condition.

J.1, J.2. and J.2.2

Condition J applies to one inoperable source range channel in MODE 3, 4,
or 5 with the Rod Control System capable of rod withdrawal or one or more
rods not fully inserted. With the unit in this Condition, below P-6, the NIS
source range performs the monitoring and protection functions. With one of
the source range channels inoperable, 48 hours is allowed to restore it to an
OPERABLE status. If the channel cannot be returned to an OPERABLE
status, action must be initiated within the same 48 hours to ensure that all
rods are fully inserted, and the Rod Control System must be placed in a
condition incapable of rod withdrawal within the next hour. The allowance of
48 hours to restore the channel to OPERABLE status, and the additional
hour, are justified in Reference 8.

K.1 and K.2

Condition K applies to the following reactor trip Functions:

* Pressurizer Pressure - Low,

* Pressurizer Water Level - High,

* Reactor Coolant Flow - Low
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RCP Breaker Position,

RCP Undervoltage, and

* RCP Underfrequency.

With one channel inoperable, the inoperable channel must be placed in the
tripped condition within 72 hours. For the Pressurizer Pressure - Low,
Pressurizer Water Level - High, Undervoltage RCPs, and Underfrequency
RCPs trip Functions, placing the channel in the tripped condition when
above the P-7 setpoint results in a condition requiring only one additional
channel to initiate a reactor trip. For the Reactor Coolant Flow - Low trip
Function, placing the channel in the tripped condition when above the P-8
setpoint results in a partial trip condition requiring only one additional
channel in the same loop to initiate a reactor trip. Two tripped channels in
two RCS loops are required to initiate a reactor trip when below the P-8
setpoint and above the P-7 setpoint. These Functions do not have to be
OPERABLE below the P-7 setpoint because there are no loss of flow trips
below the P-7 setpoint. There is insufficient heat production to generate
DNB conditions below the P-7 setpoint. The 72 hours allowed to place the
channel in the tripped condition is justified in Reference 8. An additional
6 hours is allowed to reduce THERMAL POWER to below P-7 if the
inoperable channel cannot be restored to OPERABLE status or placed in trip
within the specified Completion Time.

Allowance of this time interval takes into consideration the redundant
capability provided by the remaining redundant OPERABLE channel, and
the low probability of occurrence of an event during this period that may
require the protection afforded by the Functions associated with Condition K.

The Required Actions have been modified by a Note that allows placing one
channel in the bypassed condition for up to 12 hours while performing
routine surveillance testing. The 12 hour time limit is justified in
Reference 7. This allowance may be used to bypass an inoperable channel
that is in trip to permit surveillance testing and setpoint adjustment of other
channels. This allowance may also be used to bypass an otherwise
OPERABLE channel during surveillance testing and setpoint adjustment.
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L.1 and L.2

Condition L applies to the RCP Breaker Position (Single Loop) reactor trip
Function. There is one breaker position device per RCP breaker. With one
channel inoperable, the inoperable channel must be restored to OPERABLE
status within 6 hours. If the channel cannot be restored to OPERABLE
status within the 6 hours, then THERMAL POWER must be reduced below
the P-8 setpoint within the next 4 hours.

This places the unit in a MODE where the LCO is no longer applicable. This
Function does not have to be OPERABLE below the P-8 setpoint because
other RPS Functions provide core protection below the P-8 setpoint. The
6 hours allowed to restore the channel to OPERABLE status and the
4 additional hours allowed to reduce THERMAL POWER to below the P-8
setpoint are justified in Reference 8.

The Required Actions have been modified by a Note that allows placing the
inoperable channel in the bypassed condition for up to 4 hours while
performing online surveillance testing of the other channels. The 4 hour time
limit is justified in Reference 8. This allowance may be used to bypass an
inoperable channel that is in trip to permit surveillance testing (including
associated repairs) of the other channels.

M.1 and M.2

Condition M applies to the RCP Breaker Position (Two Loops) reactor trip
Function. There is one breaker position device per RCP breaker. With one
channel inoperable, the inoperable channel must be placed in trip within
6 hours. If the channel cannot be placed in trip within the 6 hours, then
THERMAL POWER must be reduced below the P-7 setpoint within the next
6 hours. This places the unit in a MODE where the LCO is no longer
applicable.

This Function does not have to be OPERABLE below the P-7 setpoint
because other RPS Functions provide core protection below the P-7
setpoint. The 6 hours allowed to place the channel in trip and the 6
additional hours allowed to reduce THERMAL POWER to below the P-7
setpoint are justified in Reference 8. The Required Actions have been
modified by a Note that allows placing the inoperable channel in the
bypassed condition for up to 4 hours while performing routine surveillance
testing of the other channels. The 4 hour time limit is justified in Reference 8.
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N.1 and N.2

Condition N applies to Turbine Trip on Low Auto Stop Oil Pressure. With
one channel inoperable, the inoperable channel must be placed in the trip
condition within 72 hours. If placed in the tripped condition, this results in a
condition requiring only one additional channel to initiate a reactor trip. If the
channel cannot be restored to OPERABLE status or placed in the trip
condition, then power must be reduced below the P-8 setpoint within the
next 4 hours. The 72 hours allowed to place the inoperable channel in the
tripped condition and the 4 hours allowed for reducing power are justified in
Reference 7.

The Required Actions have been modified by a Note that allows placing one
channel in the bypassed condition for up to 12 hours while performing
routine surveillance testing of the other channels. The 12 hour time limit is
justified in Reference 7.

0.1 and 0.2

Condition 0 applies to the Si Input from ESFAS reactor trip and the RPS
Automatic Trip Logic in MODES 1 and 2. These actions address the train
orientation of the RPS for these Functions. With one train inoperable,
24 hours are allowed to restore the train to OPERABLE status (Required
Action 0.1) or the unit must be placed in MODE 3 within the next 6 hours.
The Completion Time of 24 hours (Required Action 0.1) is reasonable
considering that in this Condition, the remaining OPERABLE train is
adequate to perform the safety function and given the low probability of an
event during this interval. The 24 hours allowed to restore the inoperable
RPS Automatic Trip Logic train to OPERABLE status is justified in
Reference 7. The Completion Time of 30 hours (Required Action 0.2) is
reasonable, based on operating experience, to reach MODE 3 from full
power in an orderly manner and without challenging unit systems.

The Required Actions have been modified by a Note that allows bypassing
one train up to 24 hours for surveillance testing, provided the other train is
OPERABLE. The 24 hour time limit for testing the RPS Automatic Trip Logic
train may include testing the RTB also, if both the logic test and the RTB test
are conducted within the 24 hour time limit. The 24 hour time limit may
include maintenance that is performed at the same time as the surveillance
test. The 24 hour time limit is justified in Reference 7.
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The 24 hour time limit for the RPS Automatic Trip Logic train testing and
maintenance is greater than the 4 hour time limit for RTBs, which the logic
trains supports. The longer time limit for the Logic train (24 hours) is
acceptable based on Reference 7.

P.1 and P.2

Condition P applies to the RTBs in MODES 1 and 2. These actions address
the train orientation of the RPS for the RTBs. With one train inoperable,
24 hours is allowed for train corrective maintenance to restore the train to
OPERABLE status or the unit must be placed in MODE 3 within the next
6 hours. The 24 hour Completion Time is justified in Reference 10. The
Completion Time of 6 hours is reasonable, based on operating experience,
to reach MODE 3 from full power in an orderly manner and without
challenging unit systems. Placing the unit in MODE 3 results in ACTION C
entry while RTB(s) are inoperable.

The Required Actions have been modified by a Note that allows one train to
be bypassed for up to 4 hours for surveillance testing, provided the other
train is OPERABLE. This Note applies to RTB testing that is performed
independently from the corresponding Logic train testing. For concurrent
testing of the Logic and RTB, the 24 hour test time limit of Condition 0
applies. The 24 hour time is justified in Ref. 10.

Q.1 and Q.2

Condition Q applies to the P-6 and P-10 interlocks. With one or more
channels or trains inoperable for one-out-of-two or two-out-of-four
coincidence logic, the associated interlock must be verified to be in its
required state for the existing unit condition within 1 hour or the unit must be
placed in MODE 3 within the next 6 hours. Verifying the interlock status
manually accomplishes the interlock's Function. The Completion Time of
1 hour is based on operating experience and the minimum amount of time
allowed for manual operator actions. The Completion Time of 6 hours is
reasonable, based on operating experience, to reach MODE 3 from full
power in an orderly manner and without challenging unit systems. The
1 hour and 6 hour Completion Times are equal to the time allowed by
LCO 3.0.3 for shutdown actions in the event of a complete loss of RPS
Function.
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R.1 and R.2

Condition R applies to the P-7 and P-8 interlocks and the input to P-7 from
turbine first stage pressure. With one or more channels or trains inoperable
for one-out-of-two or two-out-of-four coincidence logic, the associated
interlock must be verified to be in its required state for the existing unit
condition within 1 hour or the unit must be placed in MODE 2 within the next
6 hours. These actions are conservative for the case where power level is
being raised. Verifying the interlock status manually accomplishes the
interlock's Function. The Completion Time of 1 hour is based on operating
experience and the minimum amount of time allowed for manual operator
actions. The Completion Time of 6 hours is reasonable, based on operating
experience, to reach MODE 2 from full power in an orderly manner and
without challenging unit systems.

S. 1 and S.2

Condition S applies to the RTB Undervoltage and Shunt Trip Mechanisms,
or diverse trip features, in MODES 1 and 2. With one of the diverse trip
features inoperable, it must be restored to an OPERABLE status within
48 hours or the unit must be placed in a MODE where the requirement does
not apply. This is accomplished by placing the unit in MODE 3 within the
next 6 hours (54 hours total time). The Completion Time of 6 hours is a
reasonable time, based on operating experience, to reach MODE 3 from full
power in an orderly manner and without challenging unit systems. With the
unit in MODE 3, ACTION C would apply to any inoperable RTB trip
mechanism.

The Completion Time of 48 hours for Required Action S.1 is reasonable
considering that in this Condition there is one remaining diverse feature for
the affected RTB, and one OPERABLE RTB capable of performing the
safety function and given the low probability of an event occurring during this
interval.

SURVEILLANCE The SRs for each RPS Function are identified by the SRs column of
REQUIREMENTS Table 3.3.1-1 for that Function.

A Note has been added to the SR Table stating that Table 3.3.1-1
determines which SRs apply to which RPS Functions.
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Note that each channel of process protection supplies both train A and train
B of the RPS. When testing an individual channel, both train A and train B
logics are tested. The CHANNEL CALIBRATION and COTs are performed
in a manner that is consistent with the assumptions used in analytically
calculating the required channel accuracies.

SR 3.3.1.1

Performance of the CHANNEL CHECK once every 12 hours ensures that
gross failure of instrumentation has not occurred. A CHANNEL CHECK is
normally a comparison of the parameter indicated on one channel to a
similar parameter on other channels. It is based on the assumption that
instrument channels monitoring the same parameter should read
approximately the same value. Significant deviations between the two
instrument channels could be an indication of excessive instrument drift in
one of the channels or of something even more serious. A CHANNEL
CHECK will detect gross channel failure; thus, it is key to verifying that the
instrumentation continues to operate properly between each CHANNEL
CALIBRATION.

Agreement criteria are determined by the unit staff based on a combination
of the channel instrument uncertainties, including indication and readability.
If a channel is outside the criteria, it may be an indication that the sensor or
the signal processing equipment has drifted outside its limit.

The Frequency is based on operating experience that demonstrates channel
failure is rare. The CHANNEL CHECK supplements less formal, but more
frequent, checks of channels during normal operational use of the displays
associated with the LCO required channels.

SR 3.3.1.2

SR 3.3.1.2 compares the calorimetric heat balance calculation to the NIS
channel output every 24 hours. If the calorimetric exceeds the NIS channel
output by > 2% RTP, the NIS is not declared inoperable, but must be
adjusted. If the NIS channel output cannot be properly adjusted, the channel
is declared inoperable.
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Two Notes modify SR 3.3.1.2. The first Note indicates that the NIS channel
output shall be adjusted consistent with the calorimetric results if the
absolute difference between the NIS channel output and the calorimetric is
> 2% RTP. The second Note clarifies that this Surveillance is required only
if reactor power is 2 15% RTP and that 12 hours is allowed for performing
the first Surveillance after reaching 15% RTP. At lower power levels,
calorimetric data are inaccurate.

The Frequency of every 24 hours is adequate based on unit operating
experience, considering instrument reliability and operating history data for
instrument drift. Together these factors demonstrate the change in the
absolute difference between NIS and heat balance calculated powers rarely
exceeds 2% in any 24 hour period.

In addition, control room operators periodically monitor redundant indications
and alarms to detect deviations in channel outputs.

SR 3.3.1.3

SR 3.3.1.3 compares the AFD as determined by the incore detectors and the
AFD as determined by the NIS channel output every 31 EFPD. If the
absolute difference is 2 3%, the NIS channel is still OPERABLE, but must be
readjusted.

If the NIS channel cannot be properly readjusted, the channel is declared
inoperable. This Surveillance is performed to verify the f(AI) input to the
overtemperature AT Function.

Two Notes modify SR 3.3.1.3. Note 1 indicates that the excore NIS channel
shall be adjusted if the absolute difference between the incore and excore
AFD is 2 3%. Note 2 clarifies that the Surveillance is required only if reactor
power is 2 15% RTP and that 24 Hours is allowed for performing the first
surveillance after reaching 15% RTP.

The Frequency of every 31 EFPD is adequate based on unit operating
experience, considering instrument reliability and operating history data for
instrument drift. Also, the slow changes in neutron flux during the fuel cycle
can be detected during this interval.
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SR 3.3.1.4

SR 3.3.1.4 is the performance of a TADOT every 62 days on a
STAGGERED TEST BASIS. This test shall verify OPERABILITY by
actuation of the end devices. A successful test of the required contact(s) of
a channel relay may be performed by the verification of the change of state
of a single contact of the relay. This clarifies what is an acceptable TADOT
of a relay. This is acceptable because all of the other required contacts of
the relay are verified by other Technical Specifications and non-Technical
Specifications tests at least once per refueling interval with applicable
extensions.

The RTB test shall include separate verification of the undervoltage and
shunt trip mechanisms. Independent verification of RTB undervoltage and
shunt trip Function is not required for the bypass breakers. No capability is
provided for performing such a test at power. The independent test for
bypass breakers is included in SR 3.3.1.14. The bypass breaker test shall
include a local shunt trip. A Note has been added to indicate that this test
must be performed on the bypass breaker prior to placing it in service.

The Frequency of every 62 days on a STAGGERED TEST BASIS is justified
in Reference 10.

SR 3.3.1.5

SR 3.3.1.5 is the performance of an ACTUATION LOGIC TEST. The RPS
relay logic is tested every 92 days on a STAGGERED TEST BASIS, the train
being tested is placed in the bypass condition, thus preventing inadvertent
actuation. All possible logic combinations, with and without applicable
permissives, are tested for each protection function required by
Table 3.3.1-1. The Frequency of every 92 days on a STAGGERED TEST
BASIS is justified in Reference 10.

SR 3.3.1.6

SR 3.3.1.6 is a calibration of the excore channels to the incore channels. If
the measurements do not agree, the excore channels are not declared
inoperable but must be calibrated to agree with the incore detector
measurements. If the excore channels cannot be adjusted, the channels are
declared inoperable. This Surveillance is performed to verify the f(AI) input
to the overtemperature AT Function.
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A Note modifies SR 3.3.1.6. The Note states that this Surveillance is
required only if reactor power is > 50% RTP and that 24 hours is allowed for
performing the first surveillance after reaching 50% RTP.

The Frequency of 92 EFPD is adequate based on industry operating
experience, considering instrument reliability and operating history data for
instrument drift. Additionally, this Frequency is consistent with the
Frequency of SR 3.2.3.3 which measures the target flux differences and
adjusts the target flux difference for each excore channel to the value
measured at steady state conditions. The Frequency of 92 EFPDs
recognizes that the target flux difference varies slowly with core burnup.

SR 3.3.1.7

SR 3.3.1.7 is the performance of a COT every 184 days.

A COT is performed on each required channel to ensure the entire channel
will perform the intended Function. A successful test of the required
contact(s) of a channel relay may be performed by the verification of the
change of state of a single contact of the relay. This clarifies what is an
acceptable CHANNEL OPERATIONAL TEST of a relay. This is acceptable
because all of the other required contacts of the relay are verified by other
Technical Specifications and non-Technical Specifications tests at least
once per refueling interval with applicable extensions.

Setpoints must be within the Allowable Values specified in Table 3.3.1-1.
The "as found" and "as left" values must also be recorded and reviewed for
consistency with the assumptions of References 7 and 8. The difference
between the current "as found" values and the previous test "as left" values
must be consistent with the drift allowance used in the setpoint methodology.
The setpoint shall be left set consistent with the assumptions of Reference 6
which incorporates the requirements of References 7 and 8.

SR 3.3.1.7 is modified by a Note that provides a 4 hour delay in the
requirement to perform this Surveillance for source range instrumentation
when entering MODE 3 from MODE 2. This Note allows a normal shutdown
to proceed without a delay for testing in MODE 2 and for a short time in
MODE 3 until the RTBs are open and SR 3.3.1.7 is no longer required to be
performed. If the unit is to be in MODE 3 with the RTBs closed for > 4 hours
this Surveillance must be performed prior to 4 hours after entry into
MODE 3.

The Frequency of 184 days is justified in Reference 10.
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SR 3.3.1.8

SR 3.3.1.8 is the performance of a COT as described in SR 3.3.1.7, except it
is modified by a Note that this test shall include verification that the P-6 and
P-1 0 interlocks are in their required state for the existing unit condition. A
successful test of the required contact(s) of a channel relay may be
performed by the verification of the change of state of a single contact of the
relay. This clarifies what is an acceptable CHANNEL OPERATIONALTEST
of a relay. This is acceptable because all of the other required contacts of
the relay are verified by other Technical Specifications and non-Technical
Specifications tests at least once per refueling interval with applicable
extensions. The Frequency is modified by a Note that allows this
surveillance to be satisfied if it has been performed within 184 days of the
Frequencies prior to reactor startup and four hours after reducing power
below P-10 and P-6.

The Frequency of "prior to startup" ensures this surveillance is performed
prior to critical operations and applies to the source, intermediate and power
range low instrument channels. The Frequency of 12 hours after reducing
power below P-10 (applicable to intermediate and power range low
channels) and 4 hours after reducing power below P-6 (applicable to source
range channels) allows a normal shutdown to be completed and the unit
removed from the MODE of Applicability for this surveillance without a delay
to perform the testing required by this surveillance.

The Frequency of every 184 days thereafter applies if the plant remains in
the MODE of Applicability after the initial performances of prior to reactor
startup and 12 and four hours after reducing power below P-10 or P-6,
respectively. The MODE of Applicability for this surveillance is < P-10 for the
power range low and intermediate range channels and < P-6 for the source
range channels. Once the unit is in MODE 3, this surveillance is no longer
required. If power is to be maintained < P-10 for more than 12 hours or
< P-6 for more than 4 hours, then the testing required by this surveillance
must be performed prior to the expiration of the time limit. Twelve hours and
four hours are reasonable times to complete the required testing or place the
unit in a MODE where this surveillance is no longer required. This test
ensures that the NIS source, intermediate, and power range low channels
are OPERABLE prior to taking the reactor critical and after reducing power
into the applicable MODE (< P-10 or < P-6) for periods > 12 and 4 hours,
respectively.

The Frequency of 184 days is justified in Reference 10.
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SR 3.3.1.9

SR 3.3.1.9 is the performance of a TADOT and is performed every 92 days,
as justified in Reference 7. A successful test of the required contact(s) of a
channel relay may be performed by the verification of the change of state of
a single contact of the relay. This clarifies what is an acceptable TADOT of
a relay. This is acceptable because all of the other required contacts of the
relay are verified by other Technical Specifications and non-Technical
Specifications tests at least once per refueling interval with applicable
extensions.

The SR is modified by a Note that excludes verification of setpoints from the
TADOT. Since this SR applies to RCP undervoltage and underfrequency
relays, setpoint verification requires elaborate bench calibration and is
accomplished during the CHANNEL CALIBRATION.

SR 3.3.1.10

A CHANNEL CALIBRATION is performed every 24 months, or
approximately at every refueling. CHANNEL CALIBRATION is a complete
check of the instrument loop, including the sensor. The test verifies that the
channel responds to a measured parameter within the necessary range and
accuracy.

CHANNEL CALIBRATIONS must be performed consistent with the
assumptions used in Reference 6. The difference between the current "as
found" values and the previous test "as left" values must be consistent with
the drift allowance used in the setpoint methodology.

The Frequency of 24 months is based on the assumption of a 24 month
calibration interval in the determination of the magnitude of equipment drift in
the setpoint methodology.
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SR 3.3.1.11

SR 3.3.1.11 is the performance of a CHANNEL CALIBRATION, as described
in SR 3.3.1.10, every 24 months. This is a calibration of the channel other
than the neutron detectors. This SR is modified by a Note stating that
neutron detectors are excluded from the CHANNEL CALIBRATION. This is
needed because CHANNEL CALIBRATION for the power range neutron
detectors consists of a normalization of the detectors based on a power
calorimetric and flux map performed above 15% RTP. This normalization of
the power range neutron detectors is performed by SR 3.3.1.2 within
12 hours after exceeding 15% RTP.

The CHANNEL CALIBRATION for the neutron detector portion of the source
range and intermediate range neutron detectors consists of obtaining the
detector plateau or preamp discriminator curves, evaluating those curves,
and comparing the curves to the manufacturer's data. This Surveillance is
not required for the NIS power range detectors for entry into MODE 2 or 1,
and is not required for the NIS intermediate range detectors for entry into
MODE 2, because the unit must be in MODE 1 to perform SR 3.3.1.2 and
the unit must be in at least MODE 2 to perform the test for the intermediate
range detectors.

The 24 month Frequency is based on the need to perform this Surveillance
under the conditions that apply during a plant outage and the potential for an
unplanned transient if the Surveillance were performed with the reactor at
power. Operating experience has shown these components usually pass
the Surveillance when performed on the 24 month Frequency.

SR 3.3.1.12

SR 3.3.1.12 is the performance of a CHANNEL CALIBRATION, as described
in SR 3.3.1.10, every 24 months. This SR includes verification that the
electronic dynamic compensation time constants in Table 3.3.1-1, Notes 1
and 2, are set at the required values. Whenever a sensing element is
replaced, the next required CHANNEL CALIBRATION of the resistance
temperature detectors (RTD) sensors is accomplished by an in place cross
calibration that compares the other sensing elements with the recently
installed sensing element.

The Frequency is justified by the assumption of a 24 month calibration
interval in the determination of the magnitude of equipment drift in the
setpoint analysis.
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SR 3.3.1.13

SR 3.3.1.13 is the performance of a COT of RPS interlocks every
24 months. A successful test of the required contact(s) of a channel relay
may be performed by the verification of the change of state of a single
contact of the relay. This clarifies what is an acceptable CHANNEL
OPERATIONAL TEST of a relay. This is acceptable because all of the other
required contacts of the relay are verified by other Technical Specifications
and non-Technical Specifications tests at least once per refueling interval
with applicable extensions.

The Frequency is based on the known reliability of the interlocks and the
multichannel redundancy available, and has been shown to be acceptable
through operating experience.

SR 3.3.1.14

SR 3.3.1.14 is the performance of a TADOT of the Manual Reactor Trip,
RCP Breaker Position, Turbine Trip Low Auto Stop Oil Pressure, and the SI
Input from ESFAS. A successful test of the required contact(s) of a channel
relay may be performed by the verification of the change of state of a single
contact of the relay. This clarifies what is an acceptable TADOT of a relay.
This is acceptable because all of the other required contacts of the relay are
verified by other Technical Specifications and non-Technical Specifications
tests at least once per refueling interval with applicable extensions. This
TADOT is performed every 24 months. The test shall independently verify
the OPERABILITY of the tested functions including overlap with the
undervoltage and shunt trip mechanisms for the Manual Reactor Trip
Function for the Reactor Trip Breakers and Reactor Trip Bypass Breakers up
to and including matrix contacts of RT-11/RT-12 from both manual trip
actuating devices. The Reactor Trip Bypass Breaker test shall include
testing of the automatic undervoltage trip and the shunt trip through the trip
actuating devices.

The Frequency is based on the known reliability of the Functions and the
multichannel redundancy available, and has been shown to be acceptable
through operating experience.

The SR is modified by a Note that excludes verification of setpoints from the
TADOT. Except for Turbine Trip Low Auto Stop Oil Pressure, which is also
calibrated under SR 3.3.1.10, the Functions affected have no setpoints
associated with them.
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B 3.3.2 Engineered Safety Feature Actuation System (ESFAS) Instrumentation

BASES

BACKGROUND The ESFAS initiates necessary safety systems, based on the values of
selected unit parameters, to protect against violating core design limits and
the Reactor Coolant System (RCS) pressure boundary, and to mitigate
accidents.

The ESFAS instrumentation is segmented into three distinct but
interconnected modules as identified below:

* Field transmitters or process sensors and instrumentation: provide a
measurable electronic signal based on the physical characteristics of
the parameter being measured,

* Signal processing equipment including analog protection system, field
contacts, and protection channel sets: provide signal conditioning,
bistable setpoint comparison, process algorithm actuation, compatible
electrical signal output to protection system devices, and control
board/control room/miscellaneous indications, and

* ESFAS Automatic Actuation Logic and Relays: initiates the proper
engineered safety feature (ESF) actuation in accordance with the
defined logic and based on the bistable outputs from the signal
process control and protection system.

The Allowable Value in conjunction with the trip setpoint and LCO
establishes the threshold for ESFAS action to prevent exceeding acceptable
limits such that the consequences of Design Basis Accidents (DBAs) will be
acceptable. The Allowable Value is considered a limiting value such that a
channel is OPERABLE if the setpoint is found not to exceed the Allowable
Value during the CHANNEL OPERATIONAL TEST (COT). Note that,
although a channel is "OPERABLE" under these circumstances, the ESFAS
setpoint must be left adjusted to within the established calibration tolerance
band of the ESFAS setpoint in accordance with the uncertainty assumptions
stated in the referenced setpoint methodology, (as-left criteria) and
confirmed to be operating within the statistical allowances of the uncertainty
terms assigned. If the actual setting of the device is found to have exceeded
the as-found allowance, the channel would be evaluated to determine
Technical Specification OPERABILITY. The results of this evaluation would
result in corrective action including those actions required by 10 CFR 50.36
when automatic protective devices do not function as required.
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Field Transmitters or Sensors

To meet the design demands for redundancy and reliability, more than one,
and often as many as four, field transmitters or sensors are used to measure
unit parameters. In many cases, field transmitters or sensors that input to
the ESFAS are shared with the Reactor Protection System (RPS). In some
cases, the same channels also provide control system inputs. To account
for calibration tolerances and instrument drift, which are assumed to occur
between calibrations, statistical allowances are provided in the trip setpoint.
The OPERABILITY of each transmitter or sensor is determined by either
"as-found" calibration data evaluated during the CHANNEL CALIBRATION
or by qualitative assessment of field transmitter or sensor, as related to the
channel behavior observed during performance of the CHANNEL CHECK.

Signal Processing Equipment

Generally, three or four channels of process control equipment are used for
the signal processing of unit parameters measured by the field instruments.
The process control equipment provides signal conditioning, comparable
output signals for instruments located on the main control board, and
comparison of measured input signals with setpoints established to ensure
that actuation will occur within the limits assumed in the accident analysis
described in UFSAR Sections 6 and 14 (Refs. 1 and 3). If the measured
value of a unit parameter exceeds the predetermined setpoint, an output
from a bistable is forwarded to the ESFAS Automatic Actuation Logic for
decision evaluation. Channel separation is maintained up to and through the
input bays. However, not all unit parameters require four channels of sensor
measurement and signal processing. Some unit parameters provide input
only to the ESFAS Automatic Actuation Logic, while others provide input to
the ESFAS Automatic Actuation Logic, the main control board, the unit
computer, and one or more control systems.

Generally, if a parameter is used only for input to the protection circuits,
three channels with a two-out-of-three logic are sufficient to provide the
required reliability and redundancy. If one channel fails in a direction that
would not result in a partial Function trip, the Function is still OPERABLE
with a two-out-of-two logic. If one channel fails such that a partial Function
trip occurs, a trip will not occur and the Function is still OPERABLE with a
one-out-of-two logic.
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Generally, if a parameter is used for input to the ESFAS Automatic Actuation
Logic and a control function, four channels with a two-out-of-four logic are
sufficient to provide the required reliability and redundancy. The circuit must
be able to withstand both an input failure to the control system, which may
then require the protection function actuation, and a single failure in the
other channels providing the protection function actuation. Again, a single
failure will neither cause nor prevent the protection function actuation.

These requirements are described in IEEE-279-1968 (Ref. 4). The actual
number of channels required for each unit parameter is specified in
Reference 2 and discussed later in these Technical Specification Bases.

ESFAS Automatic Actuation Logic

The ESFAS Automatic Actuation Logic is used for the decision logic
processing of outputs from the signal processing equipment bistables. To
meet the redundancy requirements, two trains of ESFAS Automatic
Actuation Logic, each performing the same functions, are provided. If one
train is taken out of service for maintenance or test purposes, the second
train will provide ESF actuation for the unit. If both trains are taken out of
service or placed in test, ESFAS actuation will result. Each train is
packaged in its own cabinet for physical and electrical separation to satisfy
separation and independence requirements.

The ESFAS Automatic Actuation Logic performs the decision logic for most
ESF equipment actuation; generates the electrical output signals that initiate
the required actuation; and provides the status, permissive, and annunciator
output signals to the main control room.

The bistable outputs from the signal processing equipment are sensed by
the ESFAS Automatic Actuation Logic and combined into logic matrices that
represent combinations indicative of various transients. If a required logic
matrix combination is completed, the system will send actuation signals via
master and slave relays to those components whose aggregate Function
best serves to alleviate the condition and restore the unit to a safe condition.
Examples are given in the Applicable Safety Analyses, LCO, and
Applicability sections of this Bases.

Each ESFAS Automatic Actuation Logic train has a built in testing capability
that can test the decision logic matrix functions and the actuation devices
while the unit is at power. When any one train is taken out of service for
testing, the other train is capable of providing unit monitoring and protection
until the testing has been completed.
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The actuation of ESF components is accomplished through master and
slave relays. The ESFAS Automatic Actuation Logic energizes the master
relays appropriate for the condition of the unit. Each master relay then
energizes one or more slave relays, which then cause actuation of the end
devices. The master and slave relays are routinely tested to ensure
operation.

Trip Setpoints and Allowable Values

The following describes the relationship between the safety limit, analytical
limit, allowable value, limiting setpoint and trip setpoint:

a. A Safety Limit (SL) is a limit on the combination of THERMAL POWER,
RCS highest loop average temperature, and RCS pressure needed to
protect the integrity of physical barriers that guard against the
uncontrolled release of radioactivity (i.e., fuel, fuel cladding, RCS
pressure boundary and containment). The safety limits are identified
in Technical Specification 2.0, Safety Limits (SLs).

b. An Analytical Limit (AL) is the limit for a measured or calculated
variable used as an input to the accident analyses presented in
UFSAR, Chapter 14 (Ref. 3). Analytical limits are developed from
event analyses models which consider parameters such as process
delays, rod insertion times, reactivity changes, instrument response
times, etc. An analytical limit for a trip actuation point is established at
a point that will ensure that a Safety Limit (SL) is not exceeded.

c. An Allowable Value (AV) is the limiting actuation point for the entire
channel of a trip function that will ensure, within the required level of
confidence, that sufficient allocation exists between this actuation point
and the analytical limit. The Allowable Value is more conservative
than the Analytical Limit to account for instrument uncertainties that
either are not present or are not measured during periodic testing.
Channel uncertainties that either are not present or are not measured
during periodic testing may include design basis accident temperature
and radiation effects or process dependent effects. The channel
allowable value for each ESFAS function is controlled by Technical
Specifications and is listed in Table 3.3.2-1, ESFAS Instrumentation.

d. A limiting Setpoint is the maximum or minimum setpoint, which can be
safely set for trip actuation, after allowing for channel statistical
allowances from the analytical limit.
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e. A trip setpoint is an administratively selected point at which the
bistable is set and is expected to be achieved during calibration. It is
selected to accommodate the ease of calibration and operation. The
difference between limiting setpoint and trip setpoint is the margin
available during calibration and operation. The trip setpoints are
established by plant administrative programs for the components of a
channel (i.e., required sensor, alarm, interlock, display, and trip
function) to ensure, within the required level of confidence, that the
Allowable Value for the entire channel will not be exceeded during the
calibration interval. A description of the methodology used to calculate
the allowable values, limiting setpoint and trip setpoint is provided in
Reference 6.

The trip setpoint value ensures the allowable value and the safety analysis
limits are met for surveillance interval selected when a channel is adjusted
based on stated channel uncertainties. Any bistable is considered to be
properly adjusted when the "as left" setpoint value is within the band for
CHANNEL CALIBRATION uncertainty allowance (i.e., + rack calibration and
comparator setting uncertainties). The trip setpoint value is therefore
considered a "nominal" value (i.e., expressed as a value without inequalities)
for the purposes of COT and CHANNEL CALIBRATION.

Trip setpoints consistent with the requirements of the Allowable Value
ensure that SLs are not violated during AOOs (and that the consequences of
DBAs will be acceptable, providing the unit is operated from within the LCOs
at the onset of the AOO or DBA and the equipment functions as designed).

Each channel can be tested on line to verify that the signal processing
equipment and setpoint accuracy is within the specified allowance
requirements of Reference 2. Once a designated channel is taken out of
service for testing, a simulated signal is injected in place of the field
instrument signal. The process equipment for the channel in test is then
tested, verified, and calibrated. SRs for the channels are specified in the
SR section.

APPLICABLE Each of the analyzed accidents can be detected by one or more ESFAS
SAFETY ANALYSES, Functions. One of the ESFAS Functions is the primary actuation signal for
LCO, and that accident. An ESFAS Function may be the primary actuation signal for
APPLICABILITY more than one type of accident. An ESFAS Function may also be a

secondary, or backup, actuation signal for one or more other accidents. For
example, Pressurizer Pressure - Low is a primary actuation signal for small
loss of coolant accidents (LOCAs) and a backup actuation signal for
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steam line breaks (SLBs) outside containment. Functions such as manual
initiation, not specifically credited in the accident safety analysis, are
qualitatively credited in the safety analysis and the NRC staff approved
licensing basis for the unit. These Functions may provide protection for
conditions that do not require dynamic transient analysis to demonstrate
Function performance. These Functions may also serve as backups to
Functions that were credited in the accident analysis (Ref. 3).

The LCO requires all instrumentation performing an ESFAS Function
identified in Table 3.3.2-1 to be OPERABLE. A channel is OPERABLE with
a trip setpoint value outside its calibration tolerance band provided the trip
setpoint "as-found" value does not exceed its associated Allowable Value
and provided the trip setpoint "asleft" value is adjusted to a value within the
calibration tolerance band of the Nominal Trip Setpoint. A trip setpoint may
be set more conservative than the Nominal Trip Setpoint as necessary in
response to plant conditions. Failure of any instrument renders the affected
channel(s) inoperable and reduces the reliability of the affected Functions.

The LCO generally requires OPERABILITY of four or three channels in each
instrumentation function and two channels in each logic and manual initiation
function. The two-out-of-three and the two-out-of-four configurations allow
one channel to be tripped during maintenance or testing without causing an
ESFAS initiation. Two logic or manual initiation channels are required to
ensure no single random failure disables the ESFAS.

The required channels of ESFAS instrumentation provide unit protection in
the event of any of the analyzed accidents. ESFAS protection functions are
as follows:

1. Safety Iniection

Safety Injection (SI) provides two primary functions necessary to
mitigate the effects of high energy line breaks (HELBs) both inside and
outside of containment:

1. Primary side water addition to ensure maintenance or recovery of
reactor vessel water level (coverage of the active fuel for heat
removal, clad integrity, and for limiting peak clad temperature to
< 22000F), and

2. Boration to ensure recovery and maintenance of SDM (ken < 1.0).
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The SI signal is also used to initiate other Functions such as:

* Phase A Isolation,

* Containment Isolation,

* Reactor Trip,

* Turbine Trip,

* Feedwater Isolation,

* Start of auxiliary feedwater (AFW) pumps, and

* Control room ventilation isolation.

These other functions ensure:

* Isolation of nonessential systems through containment
penetrations to limit leakage to the environment,

. Trip of the turbine and reactor to limit power generation,

* Isolation of main feedwater (MFW) to limit secondary side mass
losses,

* Start of AFW to ensure secondary side cooling capability, and

* Isolation of the control room to ensure habitability.

a. Safety Iniection - Manual Initiation

The LCO requires one channel per train to be OPERABLE. The
operator can initiate SI at any time by using either of two push
buttons in the control room. This action will cause actuation of
one ESFAS logic train and associated components in the same
manner as any of the automatic actuation signals.

The LCO for the Manual Initiation Function ensures the proper
amount of redundancy is maintained in the manual ESFAS
actuation circuitry to ensure the operator has manual ESFAS
initiation capability.
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Each channel consists of one push button and the
interconnecting wiring to the actuation logic cabinet. Each push
button actuates one ESFAS logic train.

b. Safety Iniection - Automatic Actuation Logic and Actuation
Relays

This LCO requires two trains to be OPERABLE. Actuation logic
consists of all circuitry housed within the actuation subsystems,
including the initiating relay contacts responsible for actuating the
ESF equipment.

Manual and automatic initiation of Si must be OPERABLE in
MODES 1, 2, and 3. In these MODES, there is sufficient energy
in the primary and secondary systems to warrant automatic
initiation of ESF systems. Manual Initiation is also required in
MODE 4 even though automatic actuation is not required. In this
MODE, adequate time is available to manually actuate required
components in the event of a DBA, but because of the large
number of components actuated on a SI, actuation is simplified
by the use of the manual actuation push buttons. Automatic
actuation logic and actuation relays must be OPERABLE in
MODE 4 to support system level manual initiation.

These Functions are not required to be OPERABLE in MODES 5
and 6 because there is adequate time for the operator to
evaluate unit conditions and respond by manually starting
individual systems, pumps, and other equipment to mitigate the
consequences of an abnormal condition or accident. Unit
pressure and temperature are very low and many ESF
components are administratively locked out or otherwise
prevented from actuating to prevent inadvertent
overpressurization of unit systems.

c. Safety Iniection - Containment Pressure - High

This signal provides protection against the following accidents:

SLB inside containment, and

* LOCA.
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Containment Pressure - High provides no input to any control
functions. Thus, three OPERABLE channels are sufficient to
satisfy protective requirements with a two-out-of-three logic. The
transmitters (d/p cells) and electronics are located outside of
containment with the sensing line (high pressure side of the
transmitter) located inside containment.

Thus, the high pressure Function will not experience any adverse
environmental conditions and the Allowable Value reflects only
steady state instrument uncertainties.

Containment Pressure - High must be OPERABLE in MODES 1,
2, and 3 because there is sufficient energy in the primary and
secondary systems to pressurize the containment following a
pipe break. In MODES 4, 5, and 6, there is insufficient energy in
the primary or secondary systems to pressurize the containment.

d. Safety Iniection - Pressurizer Pressure - Low

This signal provides protection against the following accidents:

. Inadvertent opening of a steam generator (SG) relief or
safety valve,

SLB,

A rod cluster control assembly ejection accident (rod
ejection),

Inadvertent opening of a PORV or safety valve,

LOCAs, and

* SG Tube Rupture.

Three channels of pressurizer pressure provide input into the
ESFAS actuation logic. These channels initiate the ESFAS
automatically when two of the three channels exceed the low
pressure setpoint. These protection channels also provide
control functions; however, the two-out-of-three logic is
considered adequate to provide the required protection.
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The transmitters are located inside containment, with the taps in
the vapor space region of the pressurizer, and thus possibly
experiencing adverse environmental conditions (LOCA, SLB
inside containment, rod ejection). Therefore, the Allowable
Value reflects the inclusion of both steady state and adverse
environmental instrument uncertainties.

This Function must be OPERABLE in MODES 1, 2, and 3 (above
the Pressurizer Pressure Interlock (Table 3.3.2-1, Function 7)) to
mitigate the consequences of an HELB inside containment. This
signal may be manually blocked by the operator below the
Pressurizer Pressure Interlock (Table 3.3.2-1, Function 7)
setpoint. Automatic Si actuation below this pressure setpoint is
then performed by the Containment Pressure - High signal.

This Function is not required to be OPERABLE in MODE 3 below
the Pressurizer Pressure Interlock (Table 3.3.2-1, Function 7)
setpoint. Other ESF functions are used to detect accident
conditions and actuate the ESF systems in this MODE. In
MODES 4, 5, and 6, this Function is not needed for accident
detection and mitigation.

e. Safety Iniection - High Differential Pressure Between Steam
Lines

High Differential Pressure Between Steam Lines provides
protection against the following accidents:

SLB, and

Inadvertent opening of an Atmospheric Dump Valve (ADV)
or an SG safety valve.

High Differential Pressure Between Steam Lines provides no
input to any control functions. Thus, three OPERABLE channels
on each steam line are sufficient to satisfy the requirements, with
a two-out-of-three logic on each steam line.
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With the transmitters located inside the auxiliary feed pump
room, it is possible for them to experience adverse
environmental conditions during an SLB event. Therefore, the
Allowable Value reflects both steady state and adverse
environmental instrument uncertainties.

Steam line high differential pressure must be OPERABLE in
MODES 1, 2, and 3 when a secondary side break or stuck open
valve could result in the rapid depressurization of the steam
line(s). This Function is not required to be OPERABLE in
MODE 4, 5, or 6 because there is not sufficient energy in the
secondary side of the unit to cause an accident.

f, g. Safety Iniection - High Steam Flow in Two Steam Lines
Coincident With T - Low or Coincident With Steam Line
Pressure - Low

These Functions (1.f and 1.g) provide protection against the
following accidents:

* SLB, and

* the inadvertent opening of an ADV or an SG safety valve.

Two steam line flow channels per steam line are required
OPERABLE for these Functions. The steam line flow channels
are combined in a one-out-of-two logic to indicate high steam
flow in one steam line. The steam flow transmitters provide
control inputs, but the control function cannot cause the events
that the Function must protect against. Therefore, two channels
are sufficient to satisfy redundancy requirements. The
one-out-of-two configuration allows online testing because trip of
one high steam flow channel is not sufficient to cause initiation.
High steam flow in two steam lines is acceptable in the case of a
single steam line fault due to the fact that the remaining intact
steam lines will pick up the full turbine load. The increased
steam flow in the remaining intact lines will actuate the required
second high steam flow trip. Additional protection is provided by
Function 1.e, High Differential Pressure Between Steam Lines.
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One channel of Tavg per loop and one channel of low steam line
pressure per steam line are required OPERABLE. For each
parameter, the channels for all loops or steam lines are
combined in a logic such that two channels tripped will cause a
trip for the parameter. The Function trips on one-out-of-two high
flow in any two-out-of-four steam lines if there is one-out-of-one
low Tag trip in any two-out-of-four RCS loops, or if there is a
one-out-of-one low pressure trip in any two-out-of-four steam
lines. Since the accidents that this event protects against cause
both low steam line pressure and low Tg, provision of one
channel per loop or steam line ensures no single random failure
can disable both of these Functions. The steam line pressure
channels provide no control inputs. The Ta.g channels provide
control inputs, but the control function cannot initiate events that
the Function acts to mitigate.

The Allowable Value for high steam flow is a linear function that
varies with power level (Turbine first stage pressure). The
function is a AP corresponding to approximately 53.7% of full
steam flow between 0% and 20% load to 110.8% of full steam
flow at 100% load. The nominal trip setpoint is similarly
calculated.

With the transmitters located inside the containment (T.,,) or
inside the auxiliary feed pump room (High Steam Flow), it is
possible for them to experience adverse steady state
environmental conditions during an SLB event. Therefore, the
Trip Setpoint reflects both steady state and adverse
environmental instrument uncertainties.

This Function must be OPERABLE in MODES 1, 2, and 3
because a secondary side break or stuck open valve could result
in the rapid depressurization of the steam line(s). SLB may be
addressed by Containment Pressure High (inside containment)
or by High Steam Flow in Two Steam Lines coincident with
Steam Line Pressure - Low, for Steam Line Isolation, followed by
High Differential Pressure Between Two Steam Lines, for SI.
This Function is not required to be OPERABLE in MODE 4, 5,
or 6 because there is insufficient energy in the secondary side of
the unit to cause an accident.
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2. Containment Spray

Containment Spray provides two primary functions:

1. Lowers containment pressure and temperature after a HELB in
containment, and

2. Reduces the amount of radioactive iodine in the containment
atmosphere.

These functions are necessary to:

* Ensure the pressure boundary integrity of the containment
structure, and

* Limit the release of radioactive iodine to the environment in the
event of a failure of the containment structure.

The containment spray actuation signal starts the containment spray
pump associated with that logic train and aligns the discharge of the
pumps to the containment spray nozzle headers in the upper levels of
containment. Water is initially drawn from the RWST by the
containment spray pumps. When the RWST reaches a specified
minimum level, the spray pumps are manually secured. Recirculation
or RHR pumps are used by diverting flow to the spray headers if
continued containment spray is required. Containment spray is
actuated manually or by Containment Pressure - High High.

a. Containment Spra - Manual Initiation

The operator can initiate containment spray at any time from the
control room. Manual initiation of containment spray (CS)
requires that either of two pushbuttons in the control room be
depressed. Each pushbutton will actuate one logic train and the
associated CS train. Two trains are required to be Operable
(one pushbutton associated with each logic train).

Note that Manual Initiation of containment spray also actuates
Phase B containment isolation and containment purge and
exhaust line isolation and pressure relief line isolation.
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b. Containment Spray - Automatic Actuation Logic and Actuation
Relays

This LCO requires two trains to be OPERABLE. Actuation logic
consists of all circuitry housed within the actuation subsystems,
including the initiating relay contacts responsible for actuating the
ESF equipment.

Manual and automatic initiation of containment spray must be
OPERABLE in MODES 1, 2, and 3 when there is a potential for
an accident to occur, and sufficient energy in the primary or
secondary systems to pose a threat to containment integrity due
to overpressure conditions. Manual initiation is also required in
MODE 4, even though automatic actuation is not required. In
this MODE, adequate time is available to manually actuate
required components in the event of a DBA. However, because
of the number of components actuated on a containment spray,
actuation is simplified by the use of the manual actuation push
buttons. Automatic actuation logic and actuation relays must be
OPERABLE in MODE 4 to support system level manual initiation.
In MODES 5 and 6, there is insufficient energy in the primary and
secondary systems to result in containment overpressure. In
MODES 5 and 6, there is also adequate time for the operators to
evaluate unit conditions and respond, to mitigate the
consequences of abnormal conditions by manually starting
individual components.

c. Containment Spray - Containment Pressure

This signal provides protection against a LOCA or an SLB inside
containment. The transmitters (d/p cells) are located outside of
containment with the sensing line (high pressure side of the
transmitter) located inside containment. The transmitters and
electronics are located outside of containment. Thus, they will
not experience any adverse environmental conditions and the
Trip Setpoint reflects only steady state instrument uncertainties.

This Function requires the bistable output to energize to perform
its required action. It is not desirable to have a loss of power
actuate containment spray because the consequences of an
inadvertent actuation of containment spray could be serious.
Therefore, the P2 design consists of 2 sets of 3 channels (6
pressure instruments) and 2 channels from each set of 3 are
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required to energize to actuate Containment Spray. This
configuration provides sufficient redundancy to prevent a single
failure from causing or preventing Containment Spray initiation
even when testing with one inoperable channel already in trip.
The Required Actions for an inoperable channel associated with
this Function decreases the probability of an inadvertent
actuation by allowing no more than one channel per set to be
placed in trip.

Containment pressure is not used for control; therefore, this
arrangement exceeds the minimum redundancy requirements.

Containment Pressure - High High must be OPERABLE in
MODES 1, 2, and 3 when there is sufficient energy in the primary
and secondary sides to pressurize the containment following a
pipe break. In MODES 4, 5, and 6, there is insufficient energy in
the primary and secondary sides to pressurize the containment
and reach the Containment Pressure - High High setpoint.

3. Containment Isolation

Containment Isolation provides isolation of the containment
atmosphere, and selected process systems that penetrate
containment. This Function is necessary to prevent or limit the release
of radioactivity to the environment in the event of a large break LOCA.

There are two separate Containment Isolation signals, Phase A and
Phase B. Phase A isolation isolates all automatically isolable process
lines exiting containment, except component cooling water (CCW) and
RCP seal return, at a relatively low containment pressure indicative of
primary or secondary system leaks. For these types of events, forced
circulation cooling using the reactor coolant pumps (RCPs) and SGs is
the preferred (but not required) method of decay heat removal. Since
CCW is required to support RCP operation, not isolating CCW and
RCP seal return on the low pressure Phase A signal enhances unit
safety by allowing operators to use forced RCS circulation to cool the
unit.

Phase A containment isolation is actuated automatically by any Si
signal, or manually. Both methods utilize the Phase A automatic
actuation logic. All process lines penetrating containment, with the
exception of CCW and RCP seal return, are isolated. CCW and RCP
seal return are not isolated at this time to permit continued operation
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of the RCPs with cooling water flow to the thermal barrier heat
exchangers and oil coolers. All process lines not equipped with
remote operated isolation valves are manually closed, or otherwise
isolated, prior to reaching MODE 4 except for manual isolation valves
that are not assumed to be closed at the start of an analyzed event.

Manual Phase A Containment Isolation is accomplished by either of
two pushbuttons in the control room. Each pushbutton actuates one
train of Phase A logic. Note that manual actuation of Phase A
Containment Isolation also actuates Containment Purge, Exhaust, and
Pressure Relief Line Isolation.

The Phase B signal isolates CCW and RCP seal injection. This occurs
at a relatively high containment pressure that is indicative of a large
break LOCA or an SLB. For these events, forced circulation using the
RCPs is no longer desirable. Isolating the CCW at the higher pressure
does not pose a challenge to the containment boundary because the
CCW System is a closed loop inside containment. Although some
CCW system components may not meet all of the ASME Code
requirements applied to the containment itself, the system is
continuously pressurized to a pressure greater than the Phase B
setpoint. Thus, routine operation demonstrates the integrity of the
system pressure boundary for pressures exceeding the Phase B
setpoint. Furthermore, because system pressure exceeds the
Phase B setpoint, any system leakage prior to initiation of Phase B
isolation would be into containment. Therefore, the combination of
CCW System design and Phase B isolation ensures the CCWSystem
is not a potential path for radioactive release from containment.

Phase B containment isolation is actuated by Containment Pressure -
High High, or manually, via the automatic actuation logic, as previously
discussed. For containment pressure to reach a value high enough to
actuate Containment Pressure - High High, a large break LOCA or
SLB must have occurred and containment spray must have been
actuated. RCP operation will no longer be required. Therefore, CCW
to the RCPs is no longer necessary.

Manual Phase B Containment Isolation is accomplished by either of
two pushbuttons in the control room. Either pushbutton actuates one
train of Phase B actuation logic. Manual Phase B Containment
Isolation is also initiated by the pushbuttons that actuate Containment
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Spray. When the two CS pushbuttons are depressed simultaneously,
Phase B Containment Isolation and Containment Spray will be
actuated in both trains.

a. Containment Isolation - Phase A Isolation

(1) Phase A Isolation - Manual Initiation

Manual Phase A Containment Isolation is actuated by
either of two pushbuttons in the control room. Each
pushbutton actuates one logic train. Note that manual
initiation of Phase A Containment Isolation also actuates
isolation of Containment Purge and Exhaust and the
Containment Pressure relief line.

(2) Phase A Isolation - Automatic Actuation Logic and
Actuation Relays

Automatic Actuation Logic and Actuation Relays consist of
the same features and operate in the same manner as
described for ESFAS Function 1.b.

Manual and automatic initiation of Phase A Containment
Isolation must be OPERABLE in MODES 1, 2, and 3, when
there is a potential for an accident to occur. Manual
initiation is also required in MODE 4 even though automatic
actuation is not required. In this MODE, adequate time is
available to manually actuate required components in the
event of a DBA, but because of the large number of
components actuated on a Phase A Containment Isolation,
actuation is simplified by the use of the manual actuation
pushbuttons. Automatic actuation logic and actuation
relays must be OPERABLE in MODE 4 to support system
level manual initiation. In MODES 5 and 6, there is
insufficient energy in the primary or secondary systems to
pressurize the containment to require Phase A
Containment Isolation. There also is adequate time for the
operator to evaluate unit conditions and manually actuate
individual isolation valves in response to abnormal or
accident conditions.
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(3) Phase A Isolation - Safety Iniection

Phase A Containment Isolation is also initiated by all
Functions that initiate SI. The Phase A Containment
Isolation requirements for these Functions are the same as
the requirements for their SI function. Therefore, the
requirements are not repeated in Table 3.3.2-1. Instead,
Function 1, SI, is referenced for all initiating Functions and
requirements.

b. Containment Isolation - Phase B Isolation

Phase B Containment Isolation is accomplished by Manual
Initiation, Automatic Actuation Logic and Actuation Relays, and
by Containment Pressure channels (the same channels that
actuate Containment Spray, Function 2). The Containment
Pressure trip of Phase B Containment Isolation is energized to
trip in order to minimize the potential of spurious trips that may
damage the RCPs.

(1) Phase B Isolation - Manual Initiation

Manual Phase B Containment Isolation is accomplished by
either of two pushbuttons in the control room. Either
pushbutton actuates both trains.

(2) Phase B Isolation - Automatic Actuation Logic and
Actuation Relays

Manual and automatic initiation of Phase B containment
isolation must be OPERABLE in MODES 1, 2, and 3, when
there is a potential for an accident to occur. Manual
initiation is also required in MODE 4 even though automatic
actuation is not required. In this MODE, adequate time is
available to manually actuate required components in the
event of a DBA. However, because of the number of
components actuated on a Phase B containment isolation,
actuation is simplified by the use of the manual actuation
push buttons. Automatic actuation logic and actuation
relays must be OPERABLE in MODE 4 to support system
level manual initiation. In MODES 5 and 6, there is
insufficient energy in the primary or secondary systems to
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pressurize the containment to require Phase B containment
isolation. There also is adequate time for the operator to
evaluate unit conditions and manually actuate individual
isolation valves in response to abnormal or accident
conditions.

(3) Phase B Isolation - Containment Pressure

The basis for containment pressure MODE applicability is
as discussed for ESFAS Function 2.c above.

4. Steam Line Isolation

Isolation of the main steam lines provides protection in the event of an
SLB inside or outside containment. For the limiting SLB, rapid
isolation of the steam lines will limit the steam break accident to the
blowdown from one SG even if a steam line check valve fails. For an
SLB upstream of the main steam isolation valves (MSIVs), inside or
outside of containment, closure of the MSIVs limits the accident to the
blowdown from only the affected SG. For an SLB downstream of the
MSIVs, closure of the MSIVs terminates the accident.

a. Steam Line Isolation - Manual Initiation

Manual initiation of Steam Line Isolation can be accomplished
from the control room. There are two separate and redundant
circuits (channel A and channel B) capable of closing each
MSIV. Each main steam isolation valve (MSIV) will close if either
of two solenoid exhaust valves in parallel (channel A and
channel B) are opened and either of two solenoid supply valves
in series (channel A and channel B) are closed. The solenoid
valves associated with each MSIV are operated by a single
switch and there is a separate switch for each MSIV. Each of
these switches actuates both channels; however, the switch in
the control room is common to both channels. Therefore, the
LCO requires 2 channels per MSIV and each MSIV is considered
a separate Function.
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b. Steam Line Isolation - Automatic Actuation Logic and Actuation
Relays

Automatic actuation logic and actuation relays consist of the
same features and operate in the same manner as described for
ESFAS Function 1.b.

Manual and automatic initiation of steam line isolation must be
OPERABLE in MODES 1, 2, and 3 when there is sufficient energy in
the RCS and SGs to have an SLB or other accident. This could result
in the release of significant quantities of energy and cause a cooldown
of the primary system. The Steam Line Isolation Function is required
in MODES 2 and 3 unless all MSIVs are closed. In MODES 4, 5,
and 6, there is insufficient energy in the RCS and SGs to experience
an SLB or other accident releasing significant quantities of energy.

c. Steam Line Isolation - Containment Pressure - High-High

This Function actuates closure of the MSIVs in the event of a
LOCA or an SLB inside containment to maintain at least two
unfaulted SGs as a heat sink for the reactor, and to limit the
mass and energy release to containment. The transmitters (d/p
cells) are located outside containment with the sensing line (high
pressure side of the transmitter) located inside containment.
Containment Pressure - High-High provides no input to any
control functions. The transmitters and electronics are located
outside of containment. Thus, they will not experience any
adverse environmental conditions, and the Allowable Value
reflects only steady state instrument uncertainties.

The P2 design consists of 2 sets of 3 channels and 2 channels
from each set of 3 are required to energize to actuate steam line
isolation on high pressure in the containment. This is the same
logic that initiates Containment Spray. Therefore, this logic is
designed to provide sufficient redundancy to prevent a single
failure from causing or preventing Containment Spray initiation
even when testing with one inoperable channel already in trip.
The Required Action for an inoperable channel associated with
this Function permits no more than one channel per set to be
placed in trip to decrease the probability of an inadvertent
actuation.
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Containment Pressure - High-High must be OPERABLE in
MODES 1, 2, and 3, when there is sufficient energy in the
primary and secondary side to pressurize the containment
following a pipe break. This would cause a significant increase
in the containment pressure, thus allowing detection and closure
of the MSIVs. The Steam Line Isolation Function remains
OPERABLE in MODES 2 and 3 unless all MSIVs are closed. In
MODES 4, 5, and 6, there is not enough energy in the primary
and secondary sides to pressurize the containment to the
Containment Pressure - High-High setpoint.

d., e. Steam Line Isolation - High Steam Flow in Two Steam Lines
Coincident with T - Low or Coincident With Steam Line
Pressure - Low

These Functions (4.d and 4.e) provide closure of the MSIVs
during an SLB or inadvertent opening of an SG relief or a safety
valve, to maintain at least two unfaulted SGs as a heat sink for
the reactor and to limit RCS cooldown rate and to limit the mass
and energy release to containment.

These Functions were discussed previously as Functions .f.
and 1.g.

These Functions must be OPERABLE in MODES 1 and 2, and in
MODE 3, because a secondary side break or stuck open valve
could result in the rapid depressurization of the steam lines
unless all MSIVs are closed. These Functions are not required
to be OPERABLE in MODES 4, 5, and 6 because there is
insufficient energy in the secondary side of the unit to have an
accident.

5. Feedwater Isolation

The Feedwater Isolation function is needed to isolate feedwater to
mitigate various accident and transient conditions (main steamline
breaks, steam generator tube ruptures, and excessive heat removal
due to feedwater system malfunction). Main feedwater must be
automatically isolated to prevent excessive Reactor Coolant System
(RCS) cooldown, containment overpressure, and steam generator
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overfill. Additionally, the Feedwater Isolation function and the turbine
trip which is initiated by the same Functions are needed to prevent
damage to the turbine due to water in the steam lines, and to stop the
excessive flow of feedwater into the SGs.

This Function is actuated by SG Water Level - High High, or by an Si
signal and initiates redundant main feedwater isolation to all four
steam generators as required by LCO 3.7.3, "Main Feedwater
Isolation." The MFW System is also taken out of operation and the
AFW System is automatically started. The Si signal was discussed
previously.

a. Feedwater Isolation - Automatic Actuation Logic and Actuation
Relays

Automatic Actuation Logic and Actuation Relays consist of the
same features and operate in the same manner as described for
ESFAS Function 1.b.

b. Feedwater Isolation - Steam Generator Water Level - High High

This signal provides protection against excessive feedwater flow.
The ESFAS SG water level instruments provide input to the SG
Water Level Control System. However, only three protection
channels are necessary to satisfy the protective requirements
because the trip is initiated by any of the four SGs and the RPS
provides diverse protection for feedwater addition event.

The transmitters (d/p cells) are located inside containment.
However, the events that this Function protects against cannot
cause a severe environment in containment. Therefore, the Trip
Setpoint reflects only steady state instrument uncertainties.

c. Feedwater Isolation - Safety Iniection

Feedwater Isolation is also initiated by all Functions that initiate
SI. Therefore, there are two trains of this function, one initiated
by SI train A and one initiated by Si train B.
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Feedwater Isolation Functions must be OPERABLE in MODES 1, 2
and 3 except when the main feedwater flowpath to each SG is isolated
by a closed and deactivated automatic valve or a closed manual valve
when the MFW System is in operation and the turbine generator may
be in operation. In MODES 4, 5, and 6, the MFW System is not in
service and this Function is not required to be OPERABLE.

6. Auxiliary Feedwater

The AFW System is designed to provide a secondary side heat sink for
the reactor in the event that the MFW System is not available. The
system has two motor driven pumps and a turbine driven pump. This
ensures AFW is available during normal unit operation, during a loss of
AC power and a loss of MFW. The normal source of water for the
AFW System is the condensate storage tank (CST). The AFW System
is aligned so that upon a motor driven pump start, flow is initiated to
the respective SGs immediately.

a. Auxiliary Feedwater - Automatic Actuation Logic and Actuation
Relays

Automatic actuation logic and actuation relays consist of the
same features and operate in the same manner as described for
ESFAS Function 1.b.

b. Auxiliary Feedwater - Steam Generator Water Level - Low Low

SG Water Level - Low Low provides protection against a loss of
heat sink. A feed line break, inside or outside of containment, or
a loss of MFW, would result in a loss of SG water level. Signals
from two-out-of-three channels from any one SG will start the
motor driven AFW pumps. Signals from two-out-of-three
channels from any two SGs will start the steam driven AFW
pump. The LCO requires three OPERABLE channels per steam
generator.

With the transmitters (d/p cells) located inside containment and
thus possibly experiencing adverse environmental conditions
(feed line break), the Allowable Value reflects the inclusion of
both steady state and adverse environmental instrument
uncertainties.
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c. Auxiliary Feedwater - Safety Injection

An Si signal starts the motor driven AFW pumps. The AFW
initiation functions are the same as the requirements for their Si
function. Therefore, the requirements are not repeated in
Table 3.3.2-1. Instead, Function 1, S, is referenced for all
initiating functions and requirements.

d. Auxiliary Feedwater- Station Blackout (SBO) (Undervoltaae Bus
5A or 6A)

The SBO Function that generates Auxiliary Feedwater system
start signals uses the same undervoltage relays (i.e., channels)
required to be OPERABLE by LCO 3.3.5, "Loss of Power (LOP)
Diesel Generator (DG) Start Instrumentation," Function c. In
addition to the DG starting function described in the Bases of
LCO 3.3.5, the SBO Function generates an automatic start signal
for the turbine driven AFW pump if the undervoltage condition
occurs in conjunction with a unit trip if no ESFAS safety injection
signal is present. The SBO Function also generates an
automatic start signal for the motor driven AFW pumps if the
undervoltage condition occurs in conjunction with a unit trip.

As described in the Bases of LCO 3.3.5, the SBO relays (i.e.,
channels) consist of two sets of three relays with one set of three
relays associated with 480 V safeguards bus 5A (SBO train 5A)
and the other set of three relays associated with safeguards bus
6A (SBO train 6A). If there is a loss of voltage on 480 V bus 5A
or 6A, two out of the three SBO undervoltage relays associated
with either bus 5A or 6A will actuate the undervoltage portion of
the SBO function.

LCO 3.3.2, Function 6.d, Auxiliary Feedwater SBO (Undervoltage
Bus 5A or 6A), establishes requirements (except for the
applicability) for the SBO start of the auxiliary feedwater pumps
by referencing the SBO requirements in LCO 3.3.5, Function c.
This is acceptable because the requirements for the SBO
function for the number of OPERABLE channels, the Required
Actions when one or more channels are inoperable, Surveillance
Testing of SBO channels, and the allowable values for LCO
3.3.2, Function 6.d, and LCO 3.3.5, Function c.1, are identical.
However, LCO 3.3.5, Function c.1, LOP DG Start
Instrumentation, is applicable in MODES 1, 2, 3 and 4 and LCO
3.3.2, Function 6.d, Auxiliary Feedwater SBO, is only
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applicable in MODES 1, 2, and 3. Therefore, if the requirements
of LCO 3.3.5, Function c.1, LOP DG Start Instrumentation, are
met, then the LCO 3.3.2, Function 6.d, Auxiliary Feedwater SBO
(Undervoltage Bus 5A or 6A), are also met.

LCO 3.3.2, Function 6.a, Auxiliary Feedwater - Automatic
Actuation Logic and Actuation Relays, and LCO 3.7.5, Auxiliary
Feedwater (AFW) System, establish Required Actions and
Surveillance Testing for the logic that changes the function of the
SBO relays depending on the presence of a safety injection
signal and unit trip signal.

This function is needed because loss of offsite power to the
6.9 kV buses (and consequently the 480 V buses) will be
accompanied by a loss of reactor coolant pumping power and
the subsequent need for some method of decay heat removal.

Functions 6.a through 6.d must be OPERABLE in MODES 1, 2, and 3
to ensure that the SGs remain the heat sink for the reactor. SG Water
Level - Low Low in any operating SG will cause the motor driven AFW
pumps to start. The system is aligned so that upon a start of the
pump, water immediately begins to flow to the SGs. SG Water Level -
Low Low in any two operating SGs will cause the turbine driven pumps
to start. These Functions do not have to be OPERABLE in MODES 5
and 6 because there is not enough heat being generated in the reactor
to require the SGs as a heat sink. In MODE 4, AFW actuation does
not need to be OPERABLE because either AFW or residual heat
removal (RHR) will already be in operation to remove decay heat or
sufficient time is available to manually place either system in operation.

e. Auxiliary Feedwater - Trip of Main Boiler Feedwater Pump

A Trip of either MBFP is an indication of a potential loss of MFW
and the subsequent potential need for some method of decay
heat and sensible heat removal to bring the reactor back to no
load temperature and pressure. Each turbine driven MBFP is
equipped with a pressure switch on the control oil line for the
speed control system. A low pressure signal from this pressure
switch indicates a trip of that pump. The single channel
associated with each operating MBFP will start both motor driven
AFW pumps. However, there is no single failure tolerance for
this Function unless both MBFPs are operating. This is
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acceptable because this is a backup method for starting AFW
and other Functions, in particular SG Water Level-Low Low,
provide the primary protection against a loss of heat sink. The
LCO requires one Operable channel for each operating MBFP. A
trip of either MBFP starts the motor driven AFW pumps to ensure
that at least two SGs are available with water to act as the heat
sink for the reactor.

Function 6.e must be OPERABLE in MODES 1 and 2. This
ensures that at least two SGs are provided with water to serve as
the heat sink to remove reactor decay heat and sensible heat in
the event of a loss of main feedwater. In MODES 3, 4, and 5, the
RCPs and MFW pumps may be shut down, and thus neither
pump trip is indicative of a condition requiring automatic AFW
initiation.

7. ESFAS Interlock - Pressurizer Pressure

The Pressurizer Pressure interlock permits a normal unit cooldown and
depressurization without actuation of an S signal. With
two-out-of-three pressurizer pressure channels (discussed previously)
less than the setpoint, the operator can manually block the Pressurizer
Pressure - Low Si signal. With two-out-of-three pressurizer pressure
channels above the setpoint, the Pressurizer Pressure - Low SI signal
is automatically enabled. The operator can also enable these trips
manually.

This Function must be OPERABLE in MODES 1, 2, and 3 to allow an
orderly cooldown and depressurization of the unit without the actuation
of Si. This interlock backs up manual action needed to ensure that the
SI function on low pressurizer pressure is enabled when required.
This Function does not have to be OPERABLE in MODE 4, 5, or 6
because system pressure must already be below the setpoint for the
requirements of the heatup and cooldown curves to be met.

The ESFAS instrumentation satisfies Criterion 3 of 10 CFR 50.36(c)(2)(ii).

ACTIONS A Note has been added in the ACTIONS to clarify the application of
Completion Time rules. The Conditions of this Specification may be entered
independently for each Function listed on Table 3.3.2-1.
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In the event a channel's trip setpoint is found nonconservative with respect
to the Allowable Value, or the transmitter, instrument Loop, signal
processing electronics, or bistable is found inoperable, then all affected
Functions provided by that channel must be declared inoperable and the
LCO Condition(s) entered for the protection Function(s) affected. When the
Required Channels in Table 3.3.2-1 are specified (e.g., on a per steam line,
per loop, per SG, etc., basis), then the Condition may be entered separately
for each steam line, loop, SG, etc., as appropriate.

When the number of inoperable channels in a trip function exceed those
specified in one or other related Conditions associated with a trip function,
then the unit is outside the safety analysis. Therefore, LCO 3.0.3 should be
immediately entered if applicable in the current MODE of operation.

A.1

Condition A applies to all ESFAS protection functions.

Condition A addresses the situation where one or more channels or trains
for one or more Functions are inoperable at the same time. The Required
Action is to refer to Table 3.3.2-1 and to take the Required Actions for the
protection functions affected. The Completion Times are those from the
referenced Conditions and Required Actions.

B.1, B.2.1 and B.2.2

Condition B applies to manual initiation of:

* Si,

* Containment Spray,

* Phase A Isolation, and

* Phase B Isolation.

This action addresses the train orientation of the ESFAS Automatic
Actuation Logic for the functions listed above. If a manual initiation channel
or train is inoperable, 48 hours is allowed to return it to an OPERABLE
status. The specified Completion Time is reasonable considering that there
are two automatic actuation trains and another manual initiation train
OPERABLE for each Function, and the low probability of an event occurring
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during this interval. If the train cannot be restored to OPERABLE status, the
unit must be placed in a MODE in which the LCO does not apply. This is
done by placing the unit in at least MODE 3 within an additional 6 hours
(54 hours total time) and in MODE 5 within an additional 30 hours (84 hours
total time). The allowable Completion Times are reasonable, based on
operating experience, to reach the required unit conditions from full power
conditions in an orderly manner and without challenging unit systems.

C.1. C.2.1 and C.2.2

Condition C applies to the automatic actuation logic and actuation relays for
the following functions:

Si,

Containment Spray,

Phase A Isolation, and

* Phase B Isolation.

This action addresses the train orientation of the relay logic and the master
and slave relays. If one train is inoperable, 24 hours are allowed to restore
the train to OPERABLE status. The 24 hours allowed for restoring the
inoperable train to OPERABLE status is justified in Reference 8. The
specified Completion Time is reasonable considering that there is another
train OPERABLE, and the low probability of an event occurring during this
interval. If the train cannot be restored to OPERABLE status, the unit must
be placed in a MODE in which the LCO does not apply. This is done by
placing the unit in at least MODE 3 within an additional 6 hours (30 hours
total time) and in MODE 5 within an additional 30 hours (60 hours total time).
The Completion Times are reasonable, based on operating experience, to
reach the required unit conditions from full power conditions in an orderly
manner and without challenging unit systems.

The Required Actions are modified by a Note that allows one train to be
bypassed for up to 8 hours for surveillance testing, provided the other train is
OPERABLE. This allowance is based on the reliability analysis assumption
of WCAP-14333 (Ref. 8) that 8 hours is required to perform train
surveillance.

INDIAN POINT 2 B 3.3.2 - 28 Revision 0



ESFAS Instrumentation
B 3.3.2

BASES
ACTIONS (continued)

D.1, D.2.1, and D.2.2

Condition D applies to:

* Containment Pressure - High,

* Pressurizer Pressure - Low,

High Differential Pressure Between Steam Lines,

High Steam Flow in Two Steam Lines Coincident Wth Tavg - Low or
Coincident With Steam Line Pressure - Low,

SG Water level - Low Low, and

SG Water level - High High.

If one channel is inoperable, 72 hours are allowed to restore the channel to
OPERABLE status or to place it in the tripped condition. Generally this
Condition applies to functions that operate on two-out-of-three logic.
Therefore, failure of one channel places the Function in a two-out-of-two
configuration. One channel must be tripped to place the Function in a
one-out-of-two configuration that satisfies redundancy requirements.

The 72 hours allowed for restoring the inoperable channel to OPERABLE
status or to place it in the tripped condition is justified in Reference 8.

Required Actions associated with High Steam Flow in Two Steam Lines
Coincident With Tave-Low or Coincident With Steam Line Pressure-Low are
entered by treating Steam Flow, Tve, and Steam Line Pressure as three
separate Functions. The protective action is initiated on one-out-of-two high
flow in any two-out-of-four steam lines if there is one-out-of-one low Tave trip
in any two-out-of-four RCS loops, or if there is a low pressure trip in any
two-out-of-four steam lines. This logic is acceptable because a single steam
line fault will cause the remaining intact steam lines to pick up the full turbine
load with the protective action initiated by the conditions in the non faulted
steam lines. Therefore, a maximum of one channel of each of the three
Functions may be placed in trip without creating a condition where a single
failure will prevent the protective action.
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Failure to restore the inoperable channel to OPERABLE status or place it in
the tripped condition within 72 hours requires the unit be placed in MODE 3
within the following 6 hours and MODE 4 within the next 6 hours.

The allowed Completion Times are reasonable, based on operating
experience, to reach the required unit conditions from full power conditions
in an orderly manner and without challenging unit systems. In MODE 4,
these Functions are no longer required OPERABLE.

The Required Actions are modified by a Note that allows placing one
channel in bypass for up to 12 hours while performing routine surveillance
testing. The 12 hour time limit is justified in Reference 8. This allowance
may be used to bypass an inoperable channel that is in trip to permit
surveillance testing and setpoint adjustment of other channels. This
allowance may also be used to bypass an otherwise OPERABLE channel
during surveillance testing and setpoint adjustment.

E.1, E.2.1, and E.2.2

Condition E applies to:

* Steam Line Isolation Containment Pressure - High High

* Containment Spray Containment Pressure - High High, and

* Containment Phase B Isolation Containment Pressure - High High.

The IP2 design for the Containment Pressure (High High) ESFAS Function
consists of 2 sets of 3 channels. This design requires that 2 channels from
each set of 3 are energized to actuate the Containment Spray, Containment
Isolation-Phase B and Steam Line Isolation Functions. This configuration
provides sufficient redundancy to prevent a single failure from causing or
preventing containment spray initiation or steamline isolation even when
testing with one inoperable channel per set already in trip.

Note that Condition E applies when one channel in one or both sets is
inoperable. If more than one channel in either set of 3 is inoperable, entry
into LCO 3.0.3 is required. This is required because two inoperable
channels from the same set that fail low could result in a loss of containment
spray initiation or steamline isolation when a Containment Pressure
(High High) ESFAS initiation is required. Additionally, this ensures that no
more than one channel per set can be placed in trip which decreases the
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probability of an inadvertent actuation of containment spray or steamline
isolation if additional channels fail high.

An inoperable channel is placed in trip within 72 hours to limit the amount of
time that a single failure of a different channel on the same set could result
in the failure of containment spray or steamline isolation to actuate. With no
more than one channel from each set in trip, a single failure will not cause or
prevent containment spray initiation or steamline isolation. Failure to place
an inoperable channel in trip within 72 hours, requires the unit be placed in
MODE 3 within the following 6 hours and MODE 4 within the next 6 hours.
The allowed Completion Times are reasonable, based on operating
experience, to reach the required unit conditions from full power conditions
in an orderly manner and without challenging unit systems. In MODE 4,
these Functions are no longer required OPERABLE.

The Required Actions are modified by a Note that allows placing one
channel in bypass for up to 12 hours while performing routine surveillance
testing. The 12 hour time limit is justified in Reference 8. This allowance
may be used to bypass an inoperable channel that is in trip to permit
surveillance testing and setpoint adjustment of other channels. This
allowance may also be used to bypass an otherwise OPERABLE channel
during surveillance testing and setpoint adjustment.

F.1. F.2.1, and F.2.2

Condition F applies to manual initiation of Steam Line Isolation. For the
manual MSIV isolation Function, each MSIV will close if one of the two
channels required per MSIV is tripped. If one channel is inoperable, the
ability to tolerate a single failure is lost but manual isolation capability is
maintained. Therefore, an inoperable channel cannot be placed in trip
without causing an actuation and the inoperable channel must be restored to
Operable to restore single failure protection. Additionally, since a single
switch actuates both channels for each MSIV, the failure of a manual switch
may result in the failure of both channels and a loss of Function. The
specified Completion Time, 48 hours to restore an inoperable channel, is
reasonable considering that there are two automatic actuation trains and
another manual initiation train OPERABLE for each MSIV, and the low
probability of an event occurring during this interval. Each MSIV is
considered a separate Function. If either of these Functions cannot be
returned to OPERABLE status, the unit must be placed in MODE 3 within
the next 6 hours and MODE 4 within the following 6 hours. The allowed
Completion Times are reasonable, based on operating experience, to reach
the required unit conditions from full power in an orderly manner and without
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challenging unit systems. In MODE 4, the unit does not have any analyzed
transients or conditions that require the explicit use of the protection
functions noted above.

G.1. G.2.1 and G.2.2

Condition G applies to the automatic actuation logic and actuation relays for
the Steam Line Isolation Feedwater Isolation and AFW actuation Functions.

The action addresses the train orientation of the relay logic and the master
and slave relays for these functions. If one train is inoperable, 24 hours are
allowed to restore the train to OPERABLE status. The Completion Time for
restoring a train to OPERABLE status is reasonable considering that there is
another train OPERABLE, and the low probability of an event occurring
during this interval. The 24 hours allowed for restoring the inoperable train
to OPERABLE status is justified in Reference 8. If the train cannot be
returned to OPERABLE status, the unit must be brought to MODE 3 within
the next 6 hours and MODE 4 within the following 6 hours unless the plant
can be placed outside of the Applicable MODE or Conditions by other
means (e.g., shutting all MSIVs or isolating the main feedwaterflowpath to
each SG). The allowed Completion Times are reasonable, based on
operating experience, to reach the required unit conditions from full power
conditions in an orderly manner and without challenging unit systems.
Placing the unit in MODE 4 removes all requirements for OPERABILITY of
the protection channels and actuation functions. In this MODE, the unit does
not have analyzed transients or conditions that require the explicit use of the
protection functions noted above.

The Required Actions are modified by a Note that allows one train to be
bypassed for up to 8 hours for surveillance testing provided the other train is
OPERABLE. This allowance is based on the reliability analysis (Ref. 8)
assumption that 8 hours is required to perform channel surveillance.

H.1, H.2 and 1.1

Condition H applies to the AFW pump start on trip of either Main Boiler
Feedwater pump.

INDIAN POINT 2 B 3.3.2 - 32 Revision 0



ESFAS Instrumentation
B 3.3.2

BASES
ACTIONS (continued)

The single channel associated with each operating MBFP will start both
motor driven AFW pumps if either MBFP trips. This ensures that AFW is
started on a loss of main feedwater. However, there is no single failure
tolerance for this Function unless both MBFPs are operating. Therefore,
when a channel is inoperable, Required Action H.1 requires immediate
verification that a channel associated with an operating MBFP is
OPERABLE to ensure that AFW will start automatically when there is a loss
of main feedwater. Otherwise, Required Action 1.1 requires that the plant be
in MODE 3 within the following 6 hours. The requirement for verification of
the status of the channel associated with an operating MBFP may be
completed by an administrative review. Actual testing is not required.

If both MBFPs are operating and there is an OPERABLE channel associated
with only one operating pump, Required Action H.2 allows 48 hours to
restore redundancy by requiring an OPERABLE channel for each operating
MBFP. Otherwise, Required Action 1.1 requires that the plant be in MODE 3
within the following 6 hours. Operating without redundant channels when
only one MBFP is operating and operating for 48 hours when only one of the
two MBFPs has an OPERABLE AFW starting channel is acceptable
because this Function is a backup method for starting AFW and other
Functions, in particular SG Water Level - Low Low, provide the primary
protection against a loss of heat sink.

The Required Action 1.1 Completion Time of 6 hours is reasonable, based on
operating experience, to reach MODE 3 from full power conditions in an
orderly manner and without challenging unit systems. In MODE 3, the unit
does not have any analyzed transients or conditions that require the explicit
use of the protection function noted above.

J.1, J.2.1 and J.2.2

Condition J applies to the Pressurizer Pressure interlock.

With one or more channels inoperable, the operator must verify that the
interlock is in the required state for the existing unit condition. This action
manually accomplishes the function of the interlock. Determination must be
made within 1 hour. The 1 hour Completion Time is equal to the time
allowed by LCO 3.0.3 to initiate shutdown actions in the event of a complete
loss of ESFAS function. If the interlock is not in the required state (or placed
in the required state) for the existing unit condition, the unit must be placed
in MODE 3 within the next 6 hours and MODE 4 within the following 6 hours.
The allowed Completion Times are reasonable, based on operating
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experience, to reach the required unit conditions from full power conditions
in an orderly manner and without challenging unit systems. Placing the unit
in MODE 4 removes all requirements for OPERABILITY of this interlock.

SURVEILLANCE The SRs for each ESFAS Function are identified by the SRs column of
REQUIREMENTS Table 3.3.2-1.

A Note has been added to the SR Table to clarify that Table 3.3.2-1
determines which SRs apply to which ESFAS Functions.

Note that each channel of process protection supplies both trains of the
ESFAS. When testing an individual channel, the SR is not met until both
train A and train B logic are tested. The CHANNEL CALIBRATION and
COTs are performed in a manner that is consistent with the assumptions
used in the setpoint methodology described in Reference 6.

SR 3.3.2.1

Performance of the CHANNEL CHECK once every 12 hours ensures that a
gross failure of instrumentation has not occurred. A CHANNEL CHECK is
normally a comparison of the parameter indicated on one channel to a
similar parameter on other channels. It is based on the assumption that
instrument channels monitoring the same parameter should read
approximately the same value. Significant deviations between the two
instrument channels could be an indication of excessive instrument drift in
one of the channels or of something even more serious. A CHANNEL
CHECK will detect gross channel failure; thus, it is key to verifying the
instrumentation continues to operate properly between each CHANNEL
CALIBRATION.

Agreement criteria are determined by the unit staff, based on a combination
of the channel instrument uncertainties, including indication and reliability. If
a channel is outside the criteria, it may be an indication that the sensor or
the signal processing equipment has drifted outside its limit.

The Frequency is based on operating experience that demonstrates channel
failure is rare. The CHANNEL CHECK supplements less formal, but more
frequent, checks of channels during normal operational use of the displays
associated with the LCO required channels.
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SR 3.3.2.2

SR 3.3.2.2 is the performance of an ACTUATION LOGIC TEST. The relay
logic is tested every 92 days on a STAGGERED TEST BASIS. The train
being tested is placed in the bypass condition, thus preventing inadvertent
actuation. All possible logic combinations, with and without applicable
permissives, are tested for each protection function. In addition, the master
relay is tested. This verifies that the logic modules are OPERABLE and that
there is a voltage signal path to the master relay coils. The Frequency of
every 92 days on a STAGGERED TEST BASIS is justified in Reference 10.

SR 3.3.2.3

SR 3.3.2.3 is the performance of a MASTER RELAY TEST. The MASTER
RELAY TEST is the energizing of the master relay, verifying contact
operation and a low voltage continuity check of the slave relay coil. Upon
master relay contact operation, a low voltage is supplied to the slave relay
coil. This voltage is insufficient to pick up the slave relay, but large enough
to demonstrate signal path continuity. This test is performed every 31 days
on a STAGGERED TEST BASIS. The time allowed for the testing (8 hours)
and the surveillance interval are justified in Reference 7.

SR 3.3.2.4

SR 3.3.2.4 is the performance of a COT. A COT is performed on each
required channel to ensure the entire channel (except for the transmitter
sensing device) will perform the intended Function. Setpoints must be found
within calibration acceptance criteria consistent with the Allowable Values
specified in Table 3.3.2-1. A successful test of the required contact(s) of a
channel relay may be performed by the verification of the change of state of
a single contact of the relay. This clarifies what is an acceptable CHANNEL
OPERATIONAL TEST of a relay. This is acceptable because all of the other
required contacts of the relay are verified by other Technical Specifications
and non-Technical Specifications tests at least once per refueling interval
with applicable extensions.

The "as found" and "as left" values must also be recorded and reviewed for
consistency with the assumptions of Reference 6 which incorporates the
assumptions of Reference 7. The difference between the current "as found"
values and the previous test "as left" values must be consistent with the drift
allowance used in the setpoint methodology. The setpoint shall be left set
consistent with the assumptions of the current unit specific setpoint
methodology.
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The Frequency of 184 days is justified in Reference 10.

SR 3.3.2.5

SR 3.3.2.5 is the performance of a SLAVE RELAY TEST. The SLAVE
RELAY TEST is the energizing of the slave relays. Contact operation is
verified in one of two ways. Actuation equipment that may be operated in
the design mitigation MODE is either allowed to function, or is placed in a
condition where the circuit operation can be verified without operation of the
equipment. Actuation equipment that may not be operated in the design
mitigation MODE is prevented from operation. Alternately, contact operation
is verified by a continuity check of the circuit containing the slave relay. This
test is performed every 24 months. The Frequency is adequate, based on
operating experience, considering instrument reliability and operating history
data.

SR 3.3.2.6

SR 3.3.2.6 is the performance of a TADOT. This test is a check of the
Manual Actuation Functions and AFW pump start on a trip of either main
boiler feed pump. It is performed every 24 months. Each Manual Actuation
Function is tested up to, and including, the master relay coils. A successful
test of the required contact(s) of a channel relay may be performed by the
verification of the change of state of a single contact of the relay. This
clarifies what is an acceptable TADOT of a relay. This is acceptable
because all of the other required contacts of the relay are verified by other
Technical Specifications and non-Technical Specifications tests at least
once per refueling interval with applicable extensions. In some instances,
the test includes actuation of the end device (i.e., pump starts, valve cycles,
etc.). The Frequency is adequate, based on industry operating experience
and is consistent with the typical refueling cycle. The SR is modified by a
Note that excludes verification of setpoints during the TADOT for manual
initiation Functions. The manual initiation Functions have no associated
setpoints.

SR 3.3.2.7

SR 3.3.2.7 is the performance of a CHANNEL CALIBRATION.

INDIAN POINT 2 B 3.3.2 - 36 Revision 0



ESFAS Instrumentation
B 3.3.2

BASES
SURVEILLANCE REQUIREMENTS (continued)

A CHANNEL CALIBRATION is performed every 24 months, or
approximately at every refueling. CHANNEL CALIBRATION is a complete
check of the instrument loop, including the sensor. The test verifies that the
channel responds to measured parameter within the necessary range and
accuracy.

CHANNEL CALIBRATIONS must be performed consistent with the
assumptions of the unit specific setpoint methodology (Ref. 6). The
difference between the current "as found" values and the previous test "as
left" values must be consistent with the drift allowance used in the setpoint
methodology.

The Frequency of 24 months is based on the assumption of an 24 month
calibration interval in the determination of the magnitude of equipment drift in
the setpoint methodology.

REFERENCES 1. UFSAR, Chapter 6.

2. UFSAR, Chapter 7.

3. UFSAR, Chapter 14.

4. IEEE-279-1968.

5. 10 CFR 50.49.

6. Indian Point 2 Specification FIX-95-A-001, Guidelines for Preparation
Of Instrument Loop Accuracy and Setpoint Determination Calculation.

7. WCAP-1 0271-P-A, Supplement 2, Rev. 1, June 1990.

8. WCAP-14333-P-A, Rev.1, Probabilistic Risk Analysis of the RPS and
ESFAS Test Times and Completion Times.

9. Regulatory Guide 1.105, Revision 3, "Setpoints for Safety-Related
Instrumentation."

10. WCAP-15376-P-A, Rev.0, Risk Informed assessment of RTS and
ESFAS Surveillance Test Intervals and Reactor Trip BreakerTest and
Completion Times, October 2000.
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B 3.3.3 Post Accident Monitoring (PAM) Instrumentation

BASES

BACKGROUND The primary purpose of the PAM instrumentation is to display unit variables
that provide information required by the control room operators during
accident situations. This information provides the necessary support for the
operator to take the manual actions for which no automatic control is
provided and that are required for safety systems to accomplish their safety
functions for Design Basis Accidents (DBAs).

The OPERABILITY of the accident monitoring instrumentation ensures that
there is sufficient information available on selected unit parameters to
monitor and to assess unit status and behavior following an accident.

The availability of accident monitoring instrumentation is important so that
responses to corrective actions can be observed and the need for, and
magnitude of, further actions can be determined. These essential
instruments are identified by unit specific documents (References 1 and 4)
addressing the recommendations of Regulatory Guide 1.97 (Ref. 2) as
required by Supplement 1 to NUREG-0737 (Ref. 3).

The instrument channels required to be OPERABLE by this LCO include two
classes of parameters identified during unit specific implementation of
Regulatory Guide 1.97 as Type A and Category I variables.

Type A variables are included in this LCO because they provide the primary
information required for the control room operator to take specific manually
controlled actions for which no automatic control is provided, and that are
required for safety systems to accomplish their safety functions for DBAs.

Categories I, II and III define the design and qualification criteria for the
instrumentation used to monitor the variables.

This LCO requires that the plant maintain the ability to monitor the key
variables deemed risk significant because they are needed to:

Determine whether other systems important to safety are performing
their intended functions,

Provide information to the operators that will enable them to determine
the likelihood of a gross breach of the barriers to radioactivity release,
and
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Provide information regarding the release of radioactive materials to
allow for early indication of the need to initiate action necessary to
protect the public, and to estimate the magnitude of any impending
threat.

These key variables are identified by the Indian Point 2 specific Regulatory
Guide 1.97 analyses (Ref. 4). These analyses identify the Indian Point 2
specific Type A and Category I variables and provide justification for
deviating from the NRC proposed list of Category I variables.

The specific instrument Functions listed in Table 3.3.3-1 are discussed in the
LCO section.

APPLICABLE The PAM instrumentation ensures the operability of Regulatory Guide 1.97
SAFETY Type A and Category I variables so that the control room operating staff can:
ANALYSES

* Perform the diagnosis specified in the emergency operating
procedures (these variables are restricted to preplanned actions for the
primary success path of DBAs), e.g., loss of coolant accident (LOCA),

. Take the specified, pre-planned, manually controlled actions, for which
no automatic control is provided, and that are required for safety
systems to accomplish their safety function,

* Determine whether systems important to safety are performing their
intended functions,

* Determine the likelihood of a gross breach of the barriers to
radioactivity release,

* Determine if a gross breach of a barrier has occurred, and

* Initiate action necessary to protect the public and to estimate the
magnitude of any impending threat.
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PAM instrumentation that meets the definition of Type A in Regulatory
Guide 1.97 satisfies Criterion 3 of 10 CFR 50.36(c)(2)(ii). Category I,
non-Type A, instrumentation must be retained in TS because it is intended to
assist operators in minimizing the consequences of accidents. Therefore,
Category I, non-Type A, variables are important for reducing public risk.

LCO The PAM instrumentation LCO provides OPERABILITY requirements for
Regulatory Guide 1.97 Type A monitors, which provide information required
by the control room operators to perform certain manual actions specified in
the unit Emergency Operating Procedures. These manual actions ensure
that a system can accomplish its safety function, and are credited in the
safety analyses. Additionally, this LCO addresses Regulatory Guide 1.97
instruments that have been designated Category I, non-Type A.

The OPERABILITY of the PAM instrumentation ensures there is sufficient
information available on selected unit parameters to monitor and assess unit
status following an accident. This capability is consistent with the
recommendations of Reference 2.

LCO 3.3.3 requires at least two OPERABLE channels for most Functions.
However, some functions, such as the RCS hot leg temperature and RCS
cold leg temperature, require only one channel because they credit a
required diverse function as a redundant channel. Two OPERABLE
channels ensure no single failure prevents operators from getting the
information necessary for them to determine the safety status of the unit,
and to bring the unit to and maintain it in a safe condition following an
accident.

Furthermore, OPERABILITY of two channels allows a CHANNEL CHECK
during the post accident phase to confirm the validity of displayed
information. More than two channels may be required for some functions if
the P2 Regulatory Guide 1.97 analyses (Ref. 4) determined that failure of
one accident monitoring channel results in information ambiguity (that is, the
redundant displays disagree) that could lead operators to defeat or fail to
accomplish a required safety function.

Table 3.3.3-1 provides a list of variables typical of those identified by the P2
Regulatory Guide 1.97 (Ref. 4) analyses. Table 3.3.3-1 includes all Type A
and Category I variables identified by the unit specific Regulatory Guide 1.97
analyses, as amended by the NRC's SER (Ref. 1).
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Type A and Category I variables are required to meet Regulatory Guide 1.97
Category I (Ref. 2) design and qualification requirements for seismic and
environmental qualification, single failure criterion, utilization of emergency
standby power, immediately accessible display, continuous readout, and
recording of display. Specific exceptions to these requirements are
described and justified in documents listed in Reference 4.

Listed below are discussions of the specified instrument Functions listed in
Table 3.3.3-1.

1, 2. Reactor Coolant System (RCS) Hot and Cold Lea Temperatures

RCS Hot and Cold Leg Temperatures are Type A, Category I variables
provided for verification of core cooling and long term surveillance.

RCS hot and cold leg temperatures are used to determine RCS subcooling
margin. RCS subcooling margin will allow termination of safety injection
(SI), if still in progress, or reinitiation of SI if it has been stopped. RCS
subcooling margin is also used for unit stabilization and cooldown control.

This LCO is satisfied by the OPERABILITY of one RCS hot leg channel and
one RCS cold leg channel in each of the four RCS loops:

Hot Leg Loop No. (TE-411A11) Cold Leg Loop No. I (TE-413)
Hot Leg Loop No. 2 (TE-422A11) Cold Leg Loop No. 2 (TE-423)
Hot Leg Loop No. 3 (TE-431A/1) Cold Leg Loop No. 3 (TE-433)
Hot Leg Loop No. 4 (TE-440A1) Cold Leg Loop No.4 (TE-443)

Requirements for RCS hot leg and RCS cold leg temperature are designated
as one channel per loop because each channel is considered a separate
function.

Only one channel per loop of hot leg temperature is required because
redundant indication is provided by a diverse Function (either of the Core
Exit Temperature (CET) trains) in the quadrant associated with the loop
(Functions 15, 16, 17 and 18). Therefore, separate entry into Condition A
(one required hot leg temperature channel inoperable) is allowed for each
leg. If a hot leg temperature channel is inoperable at the same time both
required CET trains in the associated quadrant are inoperable, entry into
Condition C (two or more required channels inoperable) is required because
the combination of the hot leg temperature channel and a CET train in the
associated quadrant are used to satisfy requirements for redundancy as
specified in Note (a) to Table 3.3.3-1.
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Only one channel per loop of RCS cold leg temperature is required because
redundant indication for the RCS cold leg temperature is provided by the
Steam Generator Pressure (Function 20). Therefore, separate entry into
Condition A (one required cold leg temperature channel inoperable) is
allowed for each leg. If a cold leg temperature channel is inoperable at the
same time both required steam generator pressure channels in the
associated loop are inoperable, entry into Condition C (two or more required
channels inoperable) is required because the combination of the cold leg
temperature channel and a steam generator pressure channel in the
associated loop are used to satisfy requirements for redundancy as specified
in Note (b) to Table 3.3.3-1.

Each hot leg and cold leg channel provides indication over a range of 00F to
7000F.

3. Reactor Coolant System Pressure (Wide Ranae)

RCS wide range pressure is a Type A, Category I variable provided for
verification of core cooling and RCS integrity long term surveillance.

RCS pressure is used to verify delivery of SI flow to RCS from at least one
train when the RCS pressure is below the pump shutoff head. RCS
pressure is also used to verify closure of manually closed spray line valves
and pressurizer power operated relief valves (PORVs).

In addition to these verifications, RCS pressure is used for determining RCS
subcooling margin. RCS subcooling margin will allow termination of SI, if
still in progress, or reinitiation of SI if it has been stopped. RCS pressure
can also be used:

* to determine when to reset SI and shut off low head SI,

* to manually restart low head SI,

* as reactor coolant pump (RCP) trip criteria, and

* to make a determination on the nature of the accident in progress and
where to go next in the procedure.

RCS subcooling margin is also used for unit stabilization and cooldown
control.
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RCS pressure is also related to three decisions about depressurization.
They are:

* to determine whether to proceed with primary system depressurization,

* to verify termination of depressurization, and

* to determine whether to close accumulator isolation valves during a
controlled cooldown/depressurization.

A final use of RCS pressure (and pressurizer level) is to determine whether
to operate the pressurizer heaters.

RCS pressure is a Type A variable because the operator uses this indication
to monitor the cooldown of the RCS following a steam generator tube
rupture (SGTR) or small break LOCA. Operator actions to maintain a
controlled cooldown, such as adjusting steam generator (SG) pressure or
level, would use this indication. Furthermore, RCS pressure is one factor
that may be used in decisions to terminate RCP operation.

The LCO requirement for RCS Pressure (wide range) indication is satisfied
by pressure transmitters designated PT-402 and PT-403.

4. Reactor Vessel Level Indication System (RVLIS)

RVLIS is a Type B, Category I function that is provided for verification and
long term surveillance of core cooling. It is also used for accident diagnosis
and to determine reactor coolant inventory adequacy.

RVLIS provides a direct measurement of the collapsed liquid level from the
bottom to the top of the reactor vessel and under different coolant flow
conditions with and without reactor coolant pumps operating. The RVLIS
automatically compensates for variations in fluid temperature and density in
both the RCS and instrument capillary tubes. The collapsed level represents
the amount of liquid mass that is in the reactor vessel above the core.
Measurement of the collapsed water level is selected because it is a direct
indication of the water inventory.

This LCO is satisfied by the OPERABILITY of two channels of RVLIS
(RVLIS-A and RVLIS-B). RVLIS-A includes both a wide range and a narrow
range transmitter (LT-1311 and LT-1312). RVLIS-B includes both a wide
range and a narrow range transmitter (LT-1 321 and LT-1 322).
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5. Containment Sump Water Level (Recirculation Sump'

Recirculation Sump Water Level is a Type A, category I Function that is
provided for verification and long term surveillance of RCS integrity.

Recirculation Sump Water Level is used to determine that water has been
delivered to the containment following a LOCA, and subsequently show that
sufficient water has been collected by the sump to permit recirculation to the
reactor and/or to the spray headers. Recirculation sump water level also
provides a diverse indication for RWST level regarding when to begin the
recirculation procedure.

This LCO is satisfied by the OPERABILITY of two channels of containment
sump water level (Recirculation Sump). LT-939, a magnetic switch/float type
detector, is used to meet LCO requirements for one of the two channels.
This channel provides a series of five lights each energized from the
associated instrument as a preset level is exceeded. LT-3301, a differential
pressure transmitter, is used to meet LCO requirements for the second
channel. This channel provides a calibrated sump level span that is
continuously indicated.

6. Containment Water Level (Containment Sump)

Containment sump water level is a Type A, Category I Function that is
needed because the residual heat removal pumps, taking suction from the
containment sump, may be used if backup capacity to the internal
recirculation loop is required.

This LCO is satisfied by the OPERABILITY of three channels of containment
sump water level. LT-940 and LT-941, thermal type detectors, are used to
meet LCO requirements for two of the three channels. These channels each
provide a series of five lights that are energized from the associated
instrument when a preset level is exceeded. LT-3300, a differential pressure
transmitter, is used to meet LCO requirements for the third channel. This
channel provides a calibrated sump level span that is continuously indicated.

7. Containment Pressure

Containment Pressure (narrow range) is a Type A, Category I Function that
is needed for determination of whether a steam line break is inside or
outside containment. This Function is also used for the verification of the
need for and effectiveness of containment spray and fan cooler units.
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This LCO is satisfied by the OPERABILITY of any 2 of the 6 channels
supported by PT-948A, PT-948B, PT-948C, PT-949A, PT-949B or PT-949C.
Each channel provides indication in the control room over a range of -5 psig
to 75 psig.

8. Containment Pressure (High Range)

Containment Pressure (High Range) is a Type C, Category I Function that is
provided for verification of RCS and containment OPERABILITY. This
Function would be used for the assessment of the potential for a
containment boundary breach.

This LCO is satisfied by the OPERABILITY of PT-3300 and PT-3301.
Each channel provides indication in the control room over a range of
-10 psig to 150 psig.

9. Containment Area Radiation (High Range)

Containment Area Radiation is a Type A, Category I Function that is
provided to monitor for the potential of significant radiation releases and to
provide release assessment for use by operators in determining the need to
invoke site emergency plans. Containment radiation level is used to
determine if a high energy line break (HELB) has occurred, and whether the
event is inside or outside of containment.

This LCO is satisfied by the OPERABILITY of High Range Containment
Radiation Monitors R-25 and R-26. Each channel has a range of 1 R/hour to
107 R/hour. Acceptable criteria for calibration are provided in Table II.F-1 3 of
NUREG-0737.

10. Containment Hydrogen Monitors

Hydrogen Monitors are a Type C, Category I Function that is provided to
detect high hydrogen concentration conditions that represent a potential for
containment breach from a hydrogen explosion. This variable is also
important in verifying the adequacy of mitigating actions.

This LCO is satisfied by the OPERABILITY of two hydrogen analyzers:
AIT-5109-1 (channel 1) and AIT-5 10-1 (channel 2). Each channel has a
range of 0% to 10%. Calibration is performed using a calibration span gas.
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11. Pressurizer Level

Pressurizer Level is a Type A, Category I Function that is used to determine
whether to terminate Si, if still in progress, or to reinitiate SI if it has been
stopped. Knowledge of pressurizer water level is also used to verify the unit
conditions necessary to establish natural circulation in the RCS and to verify
that the unit is maintained in a safe shutdown condition.

This LCO is satisfied by the OPERABILITY of any two of the pressurizer
level instruments designated LT-459, LT-460 and LT-461. Each channel has
a range from the upper tap to the lower tap of the pressurizer which covers
85% of the pressurizer span.

12. Steam Generator Water Level (Narrow Range)

SG Water Level (narrow range) is a Type A, Category I Function. This
Function is provided to monitor operation of decay heat removal via the SGs.

Each SG has three narrow range transmitters which span a range from the
top of the tube bundles up to the moisture separator.

The LCO requirement for SG Level (narrow range) is satisfied by any two of
the level instruments for each SG in the following list:

SG 21 SG22 SG 23 SG 24

LT-417A LT-427A LT-437A LT-447A
LT-417B LT-427B LT-437B LT-447B
LT-417C LT-427C LT-437C LT-447C

13. Steam Generator Water Level (Wide Range)

SG Water Level (wide range) is a Type B, Category I Function. Each SG
has one wide range transmitter which spans a range from the tube sheet up
to the moisture separator.

SG Water Level (Wide Range) is used to:

identify the ruptured SG following a tube rupture,

* verify that the intact SGs are an adequate heat sink for the reactor,
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determine the nature of the accident in progress (e.g., verify an
SGTR), and

verify unit conditions for termination of Si during secondary unit
HELBs outside containment.

The requirement for Steam Generator Water Level (Wide Range) is
OPERABILITY of 4 channels of SG Water Level (Wide Range) (not
1 channel per SG). This presentation of the requirement recognizes that two
SGs are required to conduct a plant cooldown (i.e., one SG is unavailable as
a result of the event and a second SG is assumed to be unavailable as a
result of a single failure either before or after the event). Requiring one SG
Water Level (Wide Range) instrument in each of the 4 SGs is conservative
because, if the single failure is assumed to be a Steam Generator Water
Level (Wide Range) instrument, the SG associated with the single failure will
still be available because SG water inventory could be confirmed using
Auxiliary Feedwater flow or either of the two Steam Generator Water Level
(Narrow Range) instruments required for each SG. Therefore, entry into
Condition A (one required channel inoperable) is required when one SG
Water Level (Wide Range) channel is inoperable and entry into Condition C
(two or more required channels inoperable) is required if the SG Water Level
(Wide Range) channel is inoperable on more than one SG.

The LCO requirement for SG Level (wide range) is satisfied by the level
instruments for each SG in the following list:

SG 21 SG 22 SG 23 SG 24

LT-417D LT-427D LT-437D LT-447D

14. Condensate StoraQe Tank (CST) Level

CST Level is a Type A, Category I Function that is provided to ensure water
supply for auxiliary feedwater (AFW). The CST provides the ensured safety
grade water supply for the AFW System. CST Level is considered a Type A
variable because the control room meter and annunciator are considered the
primary indication used by the operator. The DBAs that require AFW are the
loss of electric power, steam line break (SLB), and small break LOCA. The
CST is the initial source of water for the AFW System. However, as the CST
is depleted, manual operator action is necessary to replenish the CST or
align suction to the AFW pumps to City Water.

The LCO requirement for CST level indication is satisfied by OPERABILITY
of the level transmitters designated LT-1 128 and LT-1 128A.
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15,16,17,18. Core Exit Temperature

Core Exit Temperature is a Type A, Category Ill Function that is provided for
verification and long term surveillance of core cooling.

Core exit temperature also serves as a redundant channel for the RCS Hot
Leg Temperature (Function 1).

Core exit temperature is monitored by the core exit thermocouples (CETs).
A total of 65 thermocouples are installed at preselected core locations to
provide core exit temperature data up to 23000F. There are two trains of
CETs, one to process data for 34 thermocouples and the other for the
remaining 31. The two trains receive power from redundant instrument
busses. Two display units (one for each train) are provided on the central
control room accident assessment panels. Each presents a graphic core
location map with an alphanumeric display of core exit temperatures.

This LCO is satisfied by having 2 trains, each with a minimum of 2 qualified
CETS (i.e., 4 CETs total) in each of the four quadrants. Requiring 2 qualified
CETs in each train in each of the four quadrants provides assurance that
sufficient CETs are available to support evaluation of core radial decay
power distribution. Each pairing of 2 CETs from the same train in each
quadrant is considered a separate function.

19. Auxiliarv Feedwater Flow

AFW Flow is a Type A, Category II Function that is provided to monitor
operation of decay heat removal via the SGs.

AFW flow is used three ways: to verify delivery of AFW flow to the SGs if
SG narrow range level indicators are off scale low; to determine whether to
terminate SI if still in progress, in conjunction with SG water level (narrow
range); and to regulate AFW flow so that the SG tubes remain covered.

The LCO requirement for AFW flow indication is satisfied by OPERABILITY
of the following 4 flow transmitters:

SG 21 SG 22 SG 23 SG 24

FT-1200 FT-1201 FT-1202 FT-1203
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Note that the requirement is for OPERABILITY of 4 channels of AFW flow
indication (not 1 channel per SG). This presentation of the requirement
assumes that one SG is rendered inoperable as a result of the event and
that two SGs are required to conduct a plant cooldown. Therefore, entry into
Condition A (one required channel inoperable) is required when one AFW
flow indication channel is inoperable and entry into Condition C (two or more
required channels inoperable) is required if more than one AFW flow
indication channel is inoperable.

20. Steam Generator Pressure

Steam Generator Pressure is a Type A, Category I Function that is used to
determine if a high energy secondary line rupture occurred and which steam
generator is faulted. SG pressure is also used as the redundant channel of
RCS cold leg temperature (Function 2) for natural circulation determination.

The LCO requirement for steam generator pressure indication is satisfied by
any two of the following three channels for each of the four SGs:

SG 21 SG 22 SG 23 SG 24

PT-419A PT-429A PT-439A PT-449A
PT-419B PT-429B PT-439B PT-449B
PT-419C PT-429C PT-439C PT-449C

Requirements for steam generator pressure are designated as two channels
per SG because each SG is considered a separate function. Therefore,
separate entry into Condition A (one required channel inoperable) and
Condition C (two required channels inoperable) is separate for each SG.

21. RCS Subcooling Margin Monitorinq

RCS Subcooling Margin Monitoring is a Type A, Category I Function
provided for diagnosing early symptoms of inadequate core cooling,
determining whether to terminate actuated Si or to reinitiate stopped SI.

The system has two independent, redundant channels, each providing
indication in the control room. The inputs of one subcooling margin
monitoring channel (reactor coolant system pressure, hot-leg temperature,
cold-leg temperature) are provided by a wide range reactor coolant system
pressure transmitter in reactor coolant loop 21, and the reactor coolant
system cold and hot leg resistance temperature detectors in loops 21 and
23. The redundant channel receives pressure input from a transmitter in
loop 24, and temperature input from detectors in loops 22 and 24.
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Two channels are required to be Operable for redundancy. The subcooling
margin monitor readout on the plant computer can be used as a substitute
for the control room panel readout of the RCS Subcooling Margin Monitor.

22. Refueling Water Storage Tank (RWST) Level

RWST Level is a Type A, Category II Function that is used to confirm RWST
level prior to the manual switchover to the cold leg recirculation phase that is
initiated when the RWST level has reached the low low alarm setpoint and
sufficient coolant inventory to support pump operation in recirculation mode
is verified in the containment.

Two channels of RWST Level indication are required consistent with
LCO 3.5.4, "Refueling Water Storage Tank," requirements for OPERABILITY
of two channels of the RWST level low low alarm. This is required because
the P2 ESFAS design does not include automatic switchover from the
safety injection mode to the recirculation mode of operation based on low
low level in the RWST coincident with a safety injection signal.

The LCO requirement for two channels of RWST level indication is satisfied
by the OPERABILITY of LT-920 and LT-5751.

APPLICABILITY The PAM instrumentation LCO is applicable in MODES 1, 2, and 3. These
variables are related to the diagnosis and pre-planned actions required to
mitigate DBAs. The applicable DBAs are assumed to occur in MODES 1, 2,
and 3. In MODES 4, 5, and 6, unit conditions are such that the likelihood of
an event that would require PAM instrumentation is low; therefore, the PAM
instrumentation is not required to be OPERABLE in these MODES.

ACTIONS A Note has been added in the ACTIONS to clarify the
application of Completion Time rules. The Conditions of this Specification
may be entered independently for each Function listed on Table 3.3.3-1.
The Completion Time(s) of the inoperable channel(s) of a Function will be
tracked separately for each Function starting from the time the Condition
was entered for that Function.
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ACTIONS (continued)

A.1

Condition A applies when one or more Functions have one required channel
or train that is inoperable. Required Action A.1 requires restoring the
inoperable channel to OPERABLE status within 30 days. The 30 day
Completion Time is based on operating experience and takes into account
the remaining OPERABLE channel (or in the case of a Function that has
only one required channel, other non-Regulatory Guide 1.97 instrument
channels to monitor the Function), the passive nature of the instrument (no
critical automatic action is assumed to occur from these instruments), and
the low probability of an event requiring PAM instrumentation during this
interval.

B.1

Condition B applies when the Required Action and associated Completion
Time for Condition A are not met. This Required Action specifies initiation of
actions in Specification 5.6.6, which requires a written report to be submitted
to the NRC immediately. This report discusses the results of the root cause
evaluation of the inoperability and identifies proposed restorative actions.
This action is appropriate in lieu of a shutdown requirement since alternative
actions are identified before loss of functional capability, and given the
likelihood of unit conditions that would require information provided by this
instrumentation.

C.1

Condition C applies when one or more Functions have two or more
inoperable required channels or trains (i.e., two channels ortrains inoperable
in the same Function). For Functions 1 and 2, Condition C applies when the
one required channel is inoperable and there are no OPERABLE channels
of the diverse Function that provides redundant indication. Required
Action C.1 requires restoring one or more channel in the Function(s) to
OPERABLE status within 7 days so that Condition C is no longer applicable.
The Completion Time of 7 days is based on the relatively low probability of
an event requiring PAM instrument operation and the availability of alternate
means to obtain the required information. Continuous operation with two
required channels inoperable in a Function is not acceptable because the
alternate indications may not fully meet all performance qualification
requirements applied to the PAM instrumentation. Therefore, requiring
restoration of one inoperable channel of the Function limits the risk that the
PAM Function will be in a degraded condition should an accident occur.
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ACTIONS (continued)

Only one channel per loop of hot leg temperature is required because
redundancy is provided by a diverse Function (i.e., either of the two trains of
Core Exit Temperature (CET) Function in the core quadrant associated with
the loop). If a hot leg temperature channel is inoperable and at least one of
the two required trains of CET in the associated quadrant is OPERABLE,
entry into Condition A is appropriate. If a hot leg temperature channel is
inoperable at the same time both required CET trains in the associated
quadrant are inoperable, entry into Condition C is appropriate because there
is a loss of function for hot leg temperature for that loop. Additionally, entry
into Condition C is also required when both required CET trains in a
quadrant are inoperable regardless of the status of the hot leg temperature
function in the associated loop because the CETs provide a function for
which the hot leg temperature function does not provide redundancy.

Only one channel per loop of RCS cold leg temperature is required because
redundancy for the RCS cold leg temperature is provided by either of the two
channels of SG Pressure (Function 20). If a cold leg temperature channel is
inoperable and at least one of the two required channels of SG Pressure in
the associated SG is OPERABLE, entry into Condition A is appropriate. If a
cold leg temperature channel is inoperable at the same time both required
SG Pressure channels in the associated SG are inoperable, entry into
Condition C is appropriate because there is a loss of function for cold leg
temperature for that loop. Additionally, entry into Condition C is required
when both required SG Pressure channels in a SG are inoperable
regardless of the status of the cold leg temperature function in the
associated loop because SG Pressure channels provide a function for which
the cold leg temperature function does not provide redundancy.

D.1

Condition D applies when the Required Action and associated Completion
Time of Condition C are not met. Required Action D.1 requires entering the
appropriate Condition referenced in Table 3.3.3-1 for the channel
immediately. The applicable Condition referenced in the Table is Function
dependent. Each time an inoperable channel has not met any Required
Action of Condition C, and the associated Completion Time has expired,
Condition D is entered for that channel and provides for transfer to the
appropriate subsequent Condition.
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ACTIONS (continued)

E.1 and E.2

If the Required Action and associated Completion Time of Condition C are
not met and Table 3.3.3-1 directs entry into Condition E, the unit must be
brought to a MODE where the requirements of this LCO do not apply. To
achieve this status, the unit must be brought to at least MODE 3 within
6 hours and MODE 4 within 12 hours.

The allowed Completion Times are reasonable, based on operating
experience, to reach the required unit conditions from full power conditions
in an orderly manner and without challenging unit systems.

F.1

At Indian Point 2, Function 4 (Reactor Vessel Level Indication System) and
Function 10 (Containment Hydrogen Monitor) are not classified as Type A
variables based on the evaluations listed in Reference 1. Additionally,
alternate methods or diverse variables providing adequate information to
make required assessments are available to operators even if these
functions are not available. Therefore, plant shutdown within 7 days is not
warranted if more than one channel of these Functions are not OPERABLE.

Function 9 (Containment Area Radiation - High Range) and Function 14
(Condensate Storage Tank Level) are Type A variables; however, alternate
methods for monitoring these variables are available. Therefore, plant
shutdown within 7 days is not warranted if more than one channel of these
Functions are not OPERABLE.

If these alternate means are used to monitor a parameter, the Required
Action is not to shut down the unit but rather to follow the directions of
Specification 5.6.6, in the Administrative Controls section of the TS. The
report provided to the NRC should discuss the alternate means used,
describe the degree to which the alternate means are equivalent to the
installed PAM channels, justify the areas in which they are not equivalent,
and provide a schedule for restoring the normal PAM channels.

SURVEILLANCE A Note has been added to the SR Table to clarify that SR 3.3.3.1 and
REQUIREMENTS SR 3.3.3.3 apply to each PAM instrumentation Function in Table 3.3.3-1.
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SR 3.3.3.1

Performance of the CHANNEL CHECK once every 31 days ensures that a
gross instrumentation failure has not occurred. A CHANNEL CHECK is
normally a comparison of the parameter indicated on one channel to a
similar parameter on other channels. It is based on the assumption that
instrument channels monitoring the same parameter should read
approximately the same value. Significant deviations between the two
instrument channels could be an indication of excessive instrument drift in
one of the channels or of something even more serious. A CHANNEL
CHECK will detect gross channel failure; thus, it is key to verifying the
instrumentation continues to operate properly between each CHANNEL
CALIBRATION. The high radiation instrumentation should be compared to
similar unit instruments located throughout the unit.

Agreement criteria are determined by the unit staff, based on a combination
of the channel instrument uncertainties, including isolation, indication, and
readability. If a channel is outside the criteria, it may be an indication that
the sensor or the signal processing equipment has drifted outside its limit. If
the channels are within the criteria, it is an indication that the channels are
OPERABLE.

As specified in the SR, a CHANNEL CHECK is only required for those
channels that are normally energized. Instruments that are normally isolated
or normally not in service are considered de-energized.

The Frequency of 31 days is based on operating experience that
demonstrates that channel failure is rare. The CHANNEL CHECK
supplements less formal, but more frequent, checks of channels during
normal operational use of the displays associated with the LCO required
channels.

SR 3.3.3.2 and SR 3.3.3.3

A CHANNEL CALIBRATION is performed every 92 days for the hydrogen
monitor and RWST level and every 24 months, or approximately at every
refueling for all other Table 3.3.3-1 Functions. CHANNEL CALIBRATION is
a complete check of the instrument loop, including the sensor. The test
verifies that the channel responds to measured parameter with the
necessary range and accuracy. Whenever a sensing element is replaced,
the next required CHANNEL CALIBRATION of the Core Exit thermocouple
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SURVEILLANCE REQUIREMENTS (continued)

sensors is accomplished by an inplace cross calibration that compares the
other sensing elements with the recently installed sensing element. The
Frequency is based on operating experience and consistency with the
typical industry refueling cycle.

REFERENCES 1. Safety Evaluation by the Office of Nuclear Reactor Regulation
Regarding Conformance to Regulatory Guide 1.97 for Consolidated
Edison Company of New York, Inc. Indian Point Nuclear Generating
Unit No. 2, Docket No. 50-247, September 27,1990.

2. Regulatory Guide 1.97, December 1980.

3. NUREG-0737, Supplement 1, "TMI Action Items."

4. UFSAR, Section 7.1.5
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B 3.3 INSTRUMENTATION

B 3.3.4 Remote Shutdown

BASES

BACKGROUND Remote Shutdown provides the control room operator with sufficient
instrumentation and controls to place and maintain the unit in a safe
shutdown condition from locations other than the control room. This
capability is necessary to protect against the possibility that the control room
becomes inaccessible. A safe shutdown condition is defined as MODE 3.
With the unit in MODE 3, the Auxiliary Feedwater (AFW) System and the
steam generator (SG) safety valves or the SG atmospheric dump valves
(ADVs) can be used to remove core decay heat and meet all safety
requirements. The long term supply of water for the AFW System and the
ability to borate the Reactor Coolant System (RCS) from outside the control
room allows extended operation in MODE 3.

If the control room becomes inaccessible, the operators can establish control
at various local control stations, and place and maintain the unit in MODE 3.
Controls and transfer switches are operated locally at the switchgear, motor
control panels, or other local stations. The unit automatically reaches
MODE 3 following a unit shutdown and can be maintained safely in MODE 3
for an extended period of time.

The OPERABILITY of the remote shutdown control and instrumentation
functions ensures there is sufficient information available on selected unit
parameters to place and maintain the unit in MODE 3 should the control
room become inaccessible.

APPLICABLE
SAFETY
ANALYSES

Remote Shutdown is required to provide equipment at appropriate locations
outside the control room with a capability to promptly shut down and
maintain the unit in a safe condition in MODE 3.

The criteria governing the design and specific system requirements of
Remote Shutdown are located in 10 CFR 50, Appendix A, GDC 19 (Ref. 1).
Remote Shutdown requirements and capability needed to satisfy the
requirements of 10 CFR 50, Appendix A, GDC 19 (Ref. 1), are listed in
Table B 3.3.4-1 and Reference 2.

The Remote Shutdown LCO satisfies Criterion 4 of 10 CFR 50.36(c)(2)(ii).
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LCO The Remote Shutdown LCO provides the OPERABILITY requirements of the
instrumentation and controls necessary to place and maintain the unit in
MODE 3 from a location other than the control room. The instrumentation
and controls required are listed in Table B 3.3.4-1.

The controls, instrumentation, and transfer switches are required for:

* Core reactivity control (initial and long term),

* RCS pressure control,

* Decay heat removal via the AFW System and the SG safety valves or
SG ADVs and the RHR System,

* RCS inventory control via charging flow, and

* Safety support systems for the above Functions, including service
water, component cooling water, and onsite power, including the diesel
generators.

A Function of a Remote Shutdown is OPERABLE if all instrument and
control channels needed to support the Remote Shutdown Function are
OPERABLE. In some cases, Table B 3.3.4-1 may indicate that the required
information or control capability is available from several alternate sources.
In these cases, the Function is OPERABLE as long as one channel of any of
the alternate information or control sources is OPERABLE.

The remote shutdown instrument and control circuits covered by this LCO do
not need to be energized to be considered OPERABLE. This LCO is
intended to ensure the instruments and control circuits will be OPERABLE if
unit conditions require plant shutdown from a location other than the control
room.

APPLICABILITY The Remote Shutdown LCO is applicable in MODES 1, 2, and 3. This is
required so that the unit can be placed and maintained in MODE 3 for an
extended period of time from a location other than the control room.

This LCO is not applicable in MODE 4, 5, or 6. In these MODES, the facility
is already subcritical and in a condition of reduced RCS energy. Under
these conditions, considerable time is available to restore necessary
instrument control functions if control room instruments or controls become
unavailable.
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ACTIONS A Note has been added to the ACTIONS to clarify the
application of Completion Time rules. Separate Condition entry is allowed
for each Function. The Completion Time(s) of the inoperable
channel(s)/train(s) of a Function will be tracked separately for each Function
starting from the time the Condition was entered for that Function.

A.1

Condition A addresses the situation where one or more required Functions
of the Remote Shutdown LCO are inoperable. This includes the control and
transfer switches for any required Function.

The Required Action is to restore the required Function to OPERABLE
status within 30 days. The Completion Time is based on operating
experience and the low probability of an event that would require evacuation
of the control room.

B.1 and B.2

If the Required Action and associated Completion Time of Condition A is not
met, the unit must be brought to a MODE in which the LCO does not apply.
To achieve this status, the unit must be brought to at least MODE 3 within
6 hours and to MODE 4 within 12 hours. The allowed Completion Times are
reasonable, based on operating experience, to reach the required unit
conditions from full power conditions in an orderly manner and without
challenging unit systems.

SURVEILLANCE The following surveillance requirements are applied to each of
REQUIREMENTS the remote shutdown functions in Table B 3.3.4-1.

SR 3.3.4.1

Performance of the CHANNEL CHECK once every 31 days ensures that a
gross failure of instrumentation has not occurred. A CHANNEL CHECK is
normally a comparison of the parameter indicated on one channel to a
similar parameter on other channels including channels in other locations. It
is based on the assumption that instrument channels monitoring the same
parameter should read approximately the same value. Significant deviations
between the two instrument channels could be an indication of excessive
instrument drift in one of the channels. CHANNEL CHECK will detect gross
channel failure; thus, it is key to verifying that the instrumentation continues
to operate properly between each CHANNEL CALIBRATION.
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SURVEILLANCE REQUIREMENTS (continued)

Agreement criteria are determined by the unit staff, based on a combination
of the channel instrument uncertainties, including indication and readability.
If the channels are within the criteria, it is an indication that the channels are
OPERABLE. If a channel is outside the criteria, it may be an indication that
the sensor or the signal processing equipment has drifted outside its limit.

As specified in the Surveillance, a CHANNEL CHECK is only required for
those channels which are normally energized. Any instrument that is
normally isolated or not in service is considered de-energized.

The Frequency of 31 days is based upon operating experience which
demonstrates that channel failure is rare. The CHANNEL CHECK
supplements less formal, but more frequent, checks of channels during
normal operational use of the displays associated with the LCO required
channels.

SR 3.3.4.2

SR 3.3.4.2 verifies each required Remote Shutdown Function control circuit
and transfer switch performs the intended function. This verification is
performed locally, as appropriate. Operation of the equipment is not
necessary. The Surveillance can be satisfied by performance of a continuity
check. This will ensure that if the control room becomes inaccessible, the
unit can be placed and maintained in MODE 3 from the local control stations.
The 24 month Frequency is based on industry experience and assumes that
this SR is typically performed during an outage. However, this SR may be
performed during periods other than a plant outage. Operating experience
demonstrates that remote shutdown control channels usually pass the
Surveillance test when performed at the 24 month Frequency.

SR 3.3.4.3

CHANNEL CALIBRATION is a complete check of the instrument loop and
the sensor. The test verifies that the channel responds to a measured
parameter within the necessary range and accuracy.

Whenever a sensing element is replaced, the next required CHANNEL
CALIBRATION of the resistance temperature detectors (RTD) sensors is
accomplished by an inplace cross calibration that compares the other
sensing elements with the recently installed sensing element.
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SURVEILLANCE REQUIREMENTS (continued)

The Frequency of 24 months is based upon operating experience and
consistency with the typical industry refueling cycle.

SR 3.3.4.4

SR 3.3.4.4 is a verification of the proper operation of the reactor trip breaker
(RTB) and reactor trip bypass breaker (RTBB) local open/closed indication
every 24 months. This test should verify the OPERABILITY of the RTB and
RTBB open and closed indication by actuating the RTBs. This SR can be
satisfied by verification of the RTB local indication during performance of
RTB testing required by LCO 3.3.1, "Reactor Protection System (RPS)
Instrumentation."

REFERENCES 1. 10 CFR 50, Appendix A, GDC 19.

2. UFSAR, Section 7.7.3 and 8.3.
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Table B 3.3.4-1 (page 1 of 2)
Remote Shutdown Instrumentation and Controls

FUNCTION/INSTRUMENT
OR CONTROL PARAMETER

REQUIRED
NUMBER OF FUNCTIONS

1. REACTIVITY CONTROL

a. Source Range Neutron Flux (NI-5143-1).

b. Reactor Trip and Bypass Breaker Position.

c. Reactor Trip & Bypass Breaker Trip Switch; or
21 MG Set & 22 MG Set Trip Switch.

d. Seal Injection Flow
(FI-144, FI-143, FI-116 and FI-115)

2. REACTOR COOLANT SYSTEM PRESSURE CONTROL

a. 21 Pressurizer Backup Heater
Local/Remote transfer switch.

b. Pressurizer Pressure (P-3105-1).

3. DECAY HEAT REMOVAL via STEAM GENERATORS

a. Hot Leg Temperature.
(TI-5139 for Loop 21 and TI-5141 for Loop 22)

b. Cold Leg Temperature.
(TI-5140 for Loop 21 and TI-5142 for Loop 22)

c. SG Pressure.
(P1-1 353, P1-1 354, P-11 355 and P1-1 356)

d. SG Level.
(LI-5001-1 for 21 SG and LI-5002-1 for 22 SG)

e. CST Level.

f. Atmospheric Steam Dump Valve controls.
(Local nitrogen control stations in AFW Pump Building)

g. Auxiliary Feedwater Pump 21.
(Transfer switch EDC5 and breaker 1 B)

1

1 per breaker

1 per breaker; or
1 per train

1 per RCP

1

1

2

2

1 per SG

2

1

1

I
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Table B 3.3.4-1 (page 2 of 2)
Remote Shutdown Instrumentation and Controls

FUNCTION/INSTRUMENT
OR CONTROL PARAMETER

REQUIRED
NUMBER OF FUNCTIONS

h. AFW Pump suction and discharge pressure.

i. Transfer switches for 21 RHR and 22 RHR.

4. RCS INVENTORY CONTROL

a. Pressurizer Level (LI-3101-1)

b. RWST Level (LI-921)

c. Charging Pump 23
(Transfer switch EDC4 and breaker 1 M)

5. SUPPORT EQUIPMENT

a. CCW Flow from RCP seals (thermal barriers) (FIC-625)

b. CCW flow to Charging Pumps (FI-637)

c. CCW flow to RHR Pumps (FIC-645, FIC 646)

d. Service Water Pumps
(Transfer switch EDG3 and breaker 1 M for SW Pump 23)
(Transfer switch EDG4 and breaker 3M for SW Pump 24)

e. Component Cooling Water Pump
(Transfer switch EDF9 and breaker 2B for CCW Pump 23)

f. Service Water Pressure at
CCW-HX Inlet (PI-1276, P1-1277)

1 each per pump

1 per pump

1

1

I

I

2

2

2

1

2
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B 3.3 INSTRUMENTATION

B 3.3.5 Loss of Power (LOP) Diesel Generator (DG) Start Instrumentation

BASES

BACKGROUND Indian Point 2 Loss of Power (LOP) DG Start Instrumentation responds to
degraded offsite voltage or a loss of offsite voltage on the 480 V safeguards
buses. The LOP start instrumentation starts the DGs, opens breakers that
connect the 480 V safeguards buses to offsite power or the unit auxiliary
transformer (i.e., plant main generator), opens circuit breakers that
disconnect loads from the 480 V safeguards buses in preparation for load
sequencing, and close the breakers that connect the DGs to their respective
480 V safeguards buses. The LOP DG Start Instrumentation consists of
three different sets of undervoltage detection relays: Station Blackout (SBO)
relays, Undervoltage relays and Degraded voltage relays.

Station Blackout (SBO) relays (i.e., channels) consist of two sets of three
relays with one set associated with 480 V safeguards bus 5A (SBO train 5A)
and the other set associated with safeguards bus 6A (SBO train 6A). For
bus 5A, the SBO relays are 27-51, 27-52, and 27-53. For bus 6A, the SBO
relays are 27-61, 27-62, and 27-63. If there is a loss of voltage on 480 V bus
5A or 6A, two out of the three SBO undervoltage relays associated with
either train are required to actuate the undervoltage portion of the SBO
function.

The undervoltage portion of the SBO function will provide a start signal to all
three DGs.

If the undervoltage portion of the SBO actuates: a) in conjunction with a
safety injection signal; or, b) in conjunction with a turbine trip with no safety
injection signal present, the SBO function will do the following:

a) provide a signal that will open breakers that connect 480 V buses 5A
and 6A to offsite power and open breakers that connect 480 V buses
2A and 3A to either offsite power or the unit auxiliary transformer (i.e.,
plant main generator);

b) provide one of the required conditions for closing the DG output
breakers for all three DGs.

The SBO undervoltage relay setpoints are designed to provide a fast trip
response under complete loss-of-power ("dead bus") conditions on 480 V
bus 5A or 6A. These 480 V buses are directly connected to 6.9 kV buses 5
and 6 which are the conduit for all offsite power to the plant safety systems.
The SBO actuation logic design, two out of three channels on bus 5A
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BASES
BACKGROUND (continued)

or two out of three on bus 6A, provides sufficient redundancy such that the
channels associated with either bus will actuate the SBO function in
conjunction with any single active failure. The SBO function on either bus
will also actuate Auxiliary Feedwater as described in and required by
LCO 3.3.2, "Engineered Safety Feature Actuation System (ESFAS)
Instrumentation." The allowable value for this function is established in
accordance with Reference 2.

Undervoltage relays (i.e., channels), two channels per bus on 480 V buses
6A, 2A, 3A and 5A, will detect an undervoltage condition on any of the four
480 V safeguards buses. The two undervoltage relays on each bus are
combined in a one-out-of-two logic to generate a bus undervoltage signal.
Generally, the undervoltage relays perform functions that are specific to the
associated 480 V bus. Specifically, actuation of the undervoltage function
will do the following:

a) provide a signal that will initiate load shedding on the associated 480 V
bus;

b) provide a signal that will open tie breakers between 480 V breakers;

c) provide one of the required conditions for closing the DG output
breakers for the associated DG;

d) provide a signal that ensures the 480 V bus is energized as a condition
for starting load sequencing.

Additionally, the undervoltage relays associated with 480 V buses 2A and 3A
will provide a start signal to all three DGs similar to the function performed
by the SBO relays on buses 5A and 6A. An ESFAS safety injection signal
will initiate all of the functions actuated by the undervoltage relays.
Undervoltage relay actuation includes a time delay to prevent spurious
actuation. The allowable value for this function (including time delay) is
established in accordance with Reference 2.
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Degraded Voltage relays (i.e., channels), two channels per bus on 480 V
buses 6A, 2A, 3A and 5A, will detect a degraded voltage condition on any of
the four 480 V safeguards buses. Detection of a degraded voltage condition
on a 480 V bus will open breakers on the associated bus that connect the
480 V bus to offsite power or the unit auxiliary transformer (i.e., plant main
generator). The relays are combined in a two-out-of-two logic to prevent
spurious actuation. A two-out-of-two logic for each bus is acceptable
because redundancy is provided by the number of DGs available. The
degraded voltage function actuation includes time delays to ensure proper
coordination with plant electrical transients (large motor starts, fast transfers,
etc.). As specified in the acceptance criteria for SR 3.3.5.5, the degraded
voltage function will actuate after a short time delay if there is a concurrent
safety injection signal and will actuate after a longer time delay if there is no
concurrent safety injection signal. The allowable values for this function
(including time delays) are established in accordance with Reference 2.

The LOP start actuation is described in UFSAR, Sections 7.5, 8.1 and 8.2
(Ref. 1).

Technical Specification Allowable Values are determined based on the
relationship between an analytical limit and a calculated trip setpoint. A
detailed discussion of the relative position of the safety limit, analytical limit,
allowable value and the trip setpoint with respect to the normal plant
operation point is presented in the Bases of LCO 3.3.1, "Reactor Protection
System (RPS) Instrumentation."

A detailed description of the methodology used to calculate the channel and
bistable device allowable value, including their explicit uncertainties, is
provided in Reference 2.

APPLICABLE The LOP DG start instrumentation is required for the Engineered Safety
SAFETY Features (ESF) Systems to function in any accident with a loss of offsite
ANALYSES power. Its design basis is that of the ESF Actuation System (ESFAS).

Accident analyses credit the loading of the DG based on the loss of offsite
power during a loss of coolant accident (LOCA). The actual DG start has
historically been associated with the ESFAS actuation. The DG loading has
been included in the delay time associated with each safety system
component requiring DG supplied power following a loss of offsite power.
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APPLICABLE SAFETY ANALYSES (continued)

The required channels of LOP DG start instrumentation, in conjunction with
the ESF systems powered from the DGs, provide unit protection in the event
of any of the analyzed accidents discussed in Reference 1, in which a loss of
offsite power is assumed.

The delay times assumed in the safety analysis for the ESF equipment
include the 10 second DG start delay, and the appropriate sequencing delay,
if applicable. The response times for ESFAS actuated equipment in
LCO 3.3.2 include the appropriate DG loading and sequencing delay.

Loss of the LOP DG Start Instrumentation Function could result in the delay
of safety systems initiation when required. This could lead to unacceptable
consequences during accidents. During the loss of offsite power the DG
powers the motor driven auxiliary feedwater pumps. Failure of these pumps
to start would leave only one turbine driven pump, as well as an increased
potential for a loss of decay heat removal through the secondary system.

The LOP DG start instrumentation channels satisfy Criterion 3 of
10 CFR 50.36(c)(2)(ii).

LCO The LCO for LOP DG start instrumentation requires that the following
instrumentation is OPERABLE:

a. Two channels per bus of the 480 V bus Undervoltage Function on
buses 5A, 2A, 3A and 6A. OPERABILITY requires that both the trip
setpoint and the time delay are within the Allowable Values specified in
SR 3.3.5.5. Either of the undervoltage relays will actuate the
undervoltage function with additional redundancy provided by the
number of DGs available. Additionally, an ESFAS safety injection
signal will initiate all of the functions actuated by the undervoltage
relays.

b. Two channels per bus of the 480 V bus Degraded Voltage Function on
buses 5A, 2A, 3A and 6A. Both channels on each bus are required to
be OPERABLE because relays are combined in a two-out-of-two logic
to prevent spurious actuation. A two out of two logic for each bus is
acceptable because redundancy is provided by the number of DGs
available. OPERABILITY requires that both the trip setpoint and the
time delay are within the allowable values specified in SR 3.3.5.5.
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LCO (continued)

c.1 Three channels per bus of the Station Blackout (SBO) Function on
both bus 5A and 6A are required when in MODE 1, 2, 3 and 4. Each
set of three SBO undervoltage relays (i.e., channels) is considered a
train because, if there is a loss of voltage on 480 V bus 5A or 6A, two
out of the three SBO undervoltage relays associated with either train
will actuate the undervoltage portion of the SBO function. The SBO
actuation logic design, two out of three channels on bus 6A or two out
of three on bus 5A, provides sufficient redundancy such that the three
channels associated with either bus will actuate the SBO function in
conjunction with any single active failure. Actuation logic for the SBO
undervoltage function includes input from a safety injection signal
and/or a plant trip. If either of these inputs is inoperable, all three
channels with the associated train are inoperable. OPERABILITY
requires that the trip setpoint is within the allowable values specified in
SR 3.3.5.5.

c.2 Three channels per bus of the Station Blackout (SBO) Function on
either bus 5A or 6A are required when in MODE 5 and 6. As explained
in the Bases for LCO 3.8.2, "AC Sources - Shutdown," the Technical
Specifications requirements ensure that the unit has the capability to
mitigate the consequences of postulated accidents. However,
assuming a single failure and concurrent loss of all offsite or all onsite
power is not required. In MODE 5 and 6, operators have sufficient
time to align a DG manually if the SBO function fails to automatically
connect a DG to its 480 V bus.

APPLICABILITY The LOP DG Start Instrumentation Functions are required in MODES 1, 2, 3,
and 4 because ESF Functions are designed to provide protection in these
MODES. Actuation in MODE 5 or 6 is required whenever a DG must be
OPERABLE so that it can perform its function on an LOP or degraded power
to the vital bus.

ACTIONS In the event a channel's trip setpoint is found nonconservative with respect
to the Allowable Value, or the channel is found inoperable, then the function
that channel provides must be declared inoperable and the LCO Condition
entered for the particular protection function affected.
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BASES
ACTIONS (continued)

A.1

Condition A applies when one SBO channel on one bus is inoperable. In
this Condition, the remaining two OPERABLE channels associated with the
affected bus will still actuate the SBO function. Additionally, any two of the
three OPERABLE channels associated with the other bus will also actuate
the SBO function. Therefore, a Completion Time of 7 days to place the
inoperable channel in trip provides adequate time to accomplish required
repairs without any significant degradation of safety.

Condition A is modified by a Note stating that the Condition is not applicable
in MODE 5 or 6. This note is necessary because three channels per bus of
the Station Blackout (SBO) Function are required on either bus 5A or 6A
when in MODE 5 and 6.

B.1

Condition B applies when two or more SBO channels on one bus are
inoperable but all three SBO channels on the other bus are OPERABLE or
when one SBO channel is inoperable on both buses. Note that inoperability
of the input from a safety injection signal and/or a plant trip into the SBO
actuation logic is equivalent to three inoperable channels on that bus.
Therefore, if either of these inputs is inoperable, all three channels are
inoperable.

In Condition B, either of the two OPERABLE channels associated with each
bus or two OPERABLE channels associated with the OPERABLE bus will
still actuate the SBO function on a loss of offsite power to 480 V buses 5A
and 6A. Therefore, a Completion Time of 48 hours to restore at least one of
the inoperable channels provides adequate time to accomplish required
repairs without significant degradation of safety.

Condition B is modified by a Note stating that the Condition is not applicable
in MODE 5 or 6. This note is necessary because three channels per bus of
the Station Blackout (SBO) Function on either bus 5A or 6A are required
when in MODE 5 and 6.
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BASES
ACTIONS (continued)

C.1 and C.2

If the inoperable SBO channels cannot be restored to OPERABLE status
within the required Completion Time, the unit must be brought to a MODE in
which the LCO does not apply. To achieve this status, the unit must be
brought to at least MODE 3 within 6 hours and to MODE 5 within 36 hours.
The allowed Completion Times are reasonable, based on operating
experience, to reach the required unit conditions from full power conditions
in an orderly manner and without challenging plant systems.

D.1

Condition D applies when one SBO channel is inoperable on the required
bus (i.e., either 480 V bus 5A or 6A) when in MODE 5 or 6. In this
Condition, the two remaining OPERABLE SBO channels will accomplish the
SBO function. A Completion Time of 48 hours to place the inoperable
channel in trip is appropriate because operators have sufficient time to align
a DG manually if the SBO function fails to automatically connect a DG to its
480 V bus when in MODE 5 and 6.

E.1

Condition E applies when two or more SBO channels on both buses are
inoperable when in MODE 1, 2, 3 or 4. In this Condition, the SBO logic will
not perform its required safety function and the DGs will not automatically
supply the 480 V safeguards buses as assumed in the accident analysis.
However, if an SI signal is not present, the DGs will start automatically but
operator action will be required to align the DGs to the associated 480 V
buses. Therefore, immediate entry into the applicable Condition(s) and
Required Action(s) for all DGs inoperable is appropriate. Condition E
applies when the Required Actions and Completion Time of Condition D are
not met.

F. 

Condition F applies when one of the two channels of 480 V bus
undervoltage function is inoperable. In this Condition, the associated DG will
automatically connect to the associated 480 V bus on an undervoltage
signal; however, the design redundancy for this function is lost. Therefore,
Required Action F.1 allows 6 hours to restore the required channel to
OPERABLE status before the affected DG must be declared inoperable in
accordance with Required Action H.1. Condition F is modified by a Note
explaining that separate condition entry is allowed for each 480 V bus.
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BASES
ACTIONS (continued)

G.1

Condition G applies when one channel of the 480 V bus Degraded Voltage
Function is inoperable. Note that the 480 V bus Degraded Voltage Function
uses a two out of two logic. Therefore, the 480 V bus Degraded Voltage
Function may not trip the supply breaker and de-energize the affected bus
when one channel is inoperable. Therefore, Required Action G.1 allows
1 hour to place the inoperable channel in trip before the affected DG must be
declared inoperable in accordance with Required Action H.1. Placing the
inoperable channel in trip will restore the 480 V bus Degraded Voltage
Function because of the two out of two logic used to initiate this Function.
Extended operation with one operable channel and one channel in trip is
acceptable because 480 V bus Degraded Voltage Function will function as
required and redundancy for the safety function is provided by redundant
DGs.

The Completion Time of 1 hour to trip an inoperable 480 V bus degraded
voltage channel is acceptable because there is loss of redundancy for DGs
but no loss of safety function. During the 1 hour Completion Time, at least
2 DGs will receive a start signal from an 480 V bus undervoltage signal from
an associated 480 V bus, all 3 DGs receive a start signal on a Safety
Injection signal, and there is a low probability of an event during this interval.
Condition G is modified by a Note explaining that separate condition entry is
allowed for each 480 V bus.

H.1

Condition H applies to each of the LOP DG start Functions when the
Required Action and associated Completion Time for Condition F or G are
not met. Condition H also applies when both channels of the Undervoltage
Function are inoperable in one or more buses. In this Condition, one or
more DGs may not receive the required start signal when an undervoltage or
degraded voltage condition exists on the associated 480 V buses.
Condition H also applies when two channels of Degraded Voltage Function
are inoperable in one or more bus(es) because placing both inoperable
channels in trip will start the associated DG.

In these circumstances the Conditions specified in LCO 3.8.1, "AC Sources -
Operating," or LCO 3.8.2, "AC Sources - Shutdown," for the DGs made
inoperable by failure of the LOP DG start instrumentation are required to be
entered immediately. The actions of those LCOs provide for adequate
compensatory actions to assure unit safety.
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BASES

SURVEILLANCE SR 3.3.5.1
REQUIREMENTS

Performance of the CHANNEL CHECK once every 12 hours ensures that a
gross failure of instrumentation has not occurred. A CHANNEL CHECK is
normally a comparison of the parameter indicated on one channel to a
similar parameter on other channels. It is based on the assumption that
instrument channels monitoring the same parameter should read
approximately the same value. Significant deviations between the two
instrument channels could be an indication of excessive instrument drift in
one of the channels or of something even more serious. A CHANNEL
CHECK will detect gross channel failure; thus, it is key to verifying that the
instrumentation continues to operate properly between each CHANNEL
CALIBRATION.

Agreement criteria are determined by the unit staff, based on a combination
of the channel instrument uncertainties, including indication and readability.
If a channel is outside the criteria, it may be an indication that the sensor or
the signal processing equipment has drifted outside its limit.

The Frequency is based on operating experience that demonstrates channel
failure is rare. The CHANNEL CHECK supplements less formal, but more
frequent, checks of channels during normal operational use of the displays
associated with the LCO required channels.

SR 3.3.5.2 and SR 3.3.5.3

SR 3.3.5.2 and SR 3.3.5.3 require performance of TADOTs. A successful
test of the required contact(s) of a channel relay may be performed by the
verification of the change of state of a single contact of the relay. This
clarifies what is an acceptable TADOT of a relay. This is acceptable
because all of the other required contacts of the relay are verified by other
Technical Specifications and non-Technical Specifications tests at least
once per refueling interval with applicable extensions. This test is performed
every 31 days for the 480 V bus Degraded Voltage Function and every
24 months for the 480 V bus undervoltage function and the 480 V SBO
function. The test checks trip devices that provide actuation signals directly,
bypassing the analog process control equipment. For these tests, the relay
trip setpoints are verified and adjusted as necessary. The Frequency is
based on the known reliability of the relays and controls and the
multichannel redundancy available, and has been shown to be acceptable
through operating experience.
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BASES
SURVEILLANCE REQUIREMENTS (continued)

SR 3.3.5.4

SR 3.3.5.4 is the performance of an ACTUATION LOGIC TEST for the
480 V function and 480 V undervoltage function. This test is performed every
24 months which is consistent with the plant conditions needed to perform
the test. This Test is performed in conjunction with the testing of LCO 3.3.2,
"Engineered Safety Feature Actuation System (ESFAS) Instrumentation,"
Function 6.d, Auxiliary Feedwater - Station Blackout. The Surveillance
interval is acceptable based on instrument reliability and operating
experience.

SR 3.3.5.5

SR 3.3.5.5 is the performance of a CHANNEL CALIBRATION.

The setpoints, as well as the response to a loss of voltage and a degraded
voltage test, shall include a single point verification that the trip occurs within
the required time delay.

A CHANNEL CALIBRATION is performed every 24 months, or
approximately at every refueling. CHANNEL CALIBRATION is a complete
check of the instrument loop, including the sensor. The test verifies that the
channel responds to a measured parameter within the necessary range and
accuracy.

The Frequency of 24 months is based on operating experience and
consistency with the typical industry refueling cycle and is justified by the
assumption of an 24 month calibration interval in the determination of the
magnitude of equipment drift in the setpoint analysis.

REFERENCES 1. UFSAR, Section 7,8 and 14.

2. Indian Point 2 Specification FIX-95-A-001, Guidelines For Preparation
Of Instrument Loop Accuracy And Setpoint Determination Calculation.
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B 3.3.6

B 3.3 INSTRUMENTATION

B 3.3.6 Containment Purge System and Pressure Relief Line Isolation Instrumentation

BASES

BACKGROUND Containment purge system and pressure relief line isolation instrumentation
closes the containment isolation valves in the Containment Purge System
(containment purge supply line and containment purge exhaust line) and the
Containment Pressure Relief Line. This action isolates the containment
atmosphere from the environment to minimize releases of radioactivity in the
event of an accident.

A detailed description of the Containment Purge System (containment purge
supply line and containment purge exhaust line) and the Containment
Pressure Relief Line is provided in the Background of the Bases for
Technical Specification 3.6.3, "Containment Isolation Valves."

Both the containment purge supply and exhaust isolation valves (FCV-1 170,
FCV-1171, FCV-1172, and FCV-1173) and the containment pressure relief
line isolation valves (PCV-1190, PCV-1191 and PCV-1192) close when high
radiation levels are detected by the Containment Air Particulate Monitor
(R-41) or Containment Radioactive Gas Monitor (R-42). The Containment
Phase A Isolation ESFAS signal (LCO 3.3.2, Function 3.a) and Containment
Spray ESFAS signal (LCO 3.3.2, Function 2) also cause closure of the
containment purge isolation valves and the containment pressure relief
isolation valves. Although not required to satisfy Technical Specifications,
containment purge and containment pressure relief are also isolated when
high gas radiation levels are detected in the plant vent (R-44). A failure of
the R44 monitor does not affect operation of the isolation function
performed by R-41 and R-42.

APPLICABLE The safety analyses assume that the containment remains intact with
SAFETY penetrations unnecessary for core cooling isolated early in the event, within
ANALYSES approximately 60 seconds.

In MODES 1, 2, 3 and 4, isolation instrumentation for the containment purge
supply line, containment purge exhaust line and the containment pressure
relief line may be open, as needed, for pressure control, ALARA or air
quality considerations for personnel entry, or for Surveillances that require
the valves to be open consistent with Surveillance Requirements 3.6.3.1 and
3.6.3.2. This is acceptable because the containment purge (supply and
exhaust) lines and pressure relief line are equipped with redundant
containment isolation valves that are automatically closed upon receipt of a
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BASES
APPLICABLE SAFETY ANALYSES (continued)

Containment Phase A Isolation ESFAS signal (LCO 3.3.2, Function 3.a) or
Containment Spray ESFAS signal (LCO 3.3.2, Function 2). High radiation
levels detected by the Containment Air Particulate Monitor (R-41) or
Containment Radioactive Gas Monitor (R-42) will also initiate closure of
these valves. The containment purge supply line, containment purge
exhaust line and the containment pressure relief line isolation valves are
capable of closing within 3 seconds in the environment following a LOCA.

At Indian Point 2, radiological consequence analyses have been revised to
demonstrate compliance with 10 CFR 50.67, Accident Source Term (Ref. 1).
OPERABILITY of Containment Purge System and Pressure Relief Line
Isolation instrumentation ensures that exposures following each event
analyzed for MODES 1, 2, 3 and 4 are significantly below the required limits
(Ref. 2).

In MODES 5 and 6 without fuel handling in progress, isolation
instrumentation for the containment purge supply line, containment purge
exhaust line and the containment pressure relief line need not be
OPERABLE because the potential for radioactive releases is minimized and
operator action is sufficient to ensure post accident offsite doses are
maintained within the limits of Reference 1.

In MODE 6 with fuel handling in progress after the reactor has been
subcritical for more than 100 hours, isolation instrumentation for the
containment purge supply line, containment purge exhaust line and the
containment pressure relief line need not be OPERABLE. This is acceptable
because water level and decay time are the primary success path for
mitigating a fuel handling accident if at least 100 hours of decay time have
elapsed (i.e., fuel involved in the accident has not occupied part of a critical
reactor core within the previous 100 hours). This is consistent with the
Indian Point 2 analyses of the radiological consequence for the fuel handling
accident that were revised to demonstrate compliance with 10 CFR 50.67,
Accident Source Term (Ref. 2). This analysis assumed that activity released
from the damaged assembly was released to the outside atmosphere
through the containment purge system without taking any credit for filtration
of the release path. This is conservative because the containment purge
supply line, containment purge exhaust line and the containment pressure
relief line are expected to be isolated by a Containment Air Particulate
Monitor (R-41) or Containment Radioactive Gas Monitor (R-42) even though
this isolation is not required to meet 10 CFR 50.67 limits.
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BASES
APPLICABLE SAFETY ANALYSES (continued)

During movement of recently irradiated fuel (i.e., fuel assemblies that have
been part of a critical reactor in the previous 100 hours), the relaxations
justified in Reference 2 do not apply. Therefore, during movement of recently
irradiated fuel assemblies, LCO 3.9.3, "Containment Penetrations,"
establishes requirements for containment closure that minimize any release
via Containment Purge System and Pressure Relief Line Isolation to the
environment resulting from a fuel handling accident that occurs when the
reactor has been subcritical for less than the 100 hours assumed in
Reference 2. Therefore, LCO 3.3.6 requirements are applicable during the
movement of recently irradiated fuel.

The containment purge supply line, containment purge exhaust line and the
containment pressure relief line isolation instrumentation satisfies Criterion 3
of 10 CFR 50.36(c)(2)(ii)

LCO The LCO requirements ensure that the instrumentation necessary to initiate
containment purge supply line, containment purge exhaust line and the
containment pressure relief line isolation, listed in Table 3.3.6-1, is
OPERABLE.

1. Automatic Actuation Logic and Actuation Relays

The LCO requires two trains of Automatic Actuation Logic and
Actuation Relays OPERABLE to ensure that no single random failure
can prevent automatic actuation.

The Automatic Actuation Logic and Actuation Relays Function is
required to be OPERABLE to support the OPERABILITY of all of the
functions that isolate the containment purge system and pressure relief
line (gaseous and particulate radiation monitors (R-42 and R-41) and
ESFAS containment phase A isolation and containment spray initiation
signals). There are two trains of automatic actuation logic and
actuation relays for the containment purge system and pressure relief
line. If one or more of the Containment Spray or Phase A isolation
Functions becomes inoperable in such a manner that only the
Containment Purge Isolation Function is affected, the Conditions
applicable to their Containment Spray and Phase A isolation Functions
need not be entered. The less restrictive Actions specified for
inoperability of the Containment Purge and Pressure Relief Line
Isolation Functions specify sufficient compensatory measures for this
case.
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BASES
LCO (continued)

2. Containment Radiation

The LCO specifies two required channels of radiation monitors to
ensure that the radiation monitoring instrumentation necessary to
initiate Containment Purge Isolation remains OPERABLE. The
requirement for two channels is satisfied by the Containment Air
Particulate Monitor (R-41) and the Containment Radioactive Gas
Monitor (R-42). Allowable values and setpoints for these Functions
are based on engineering judgment.

Channel OPERABILITY involves more than OPERABILITY of the
channel electronics. OPERABILITY may also require correct valve
lineups, sample pump operation, and filter motor operation, as well as
detector OPERABILITY, if these supporting features are necessary for
trip to occur under the conditions assumed by the safety analyses.

3. Containment Isolation - Phase A

Refer to LCO 3.3.2, Function 3.a., for all initiating Functions and
requirements. This Function is required only when the associated
LCO 3.3.2, "ESFAS Instrumentation," function is required to be
OPERABLE.

4. Containment Sprav

Refer to LCO 3.3.2, "ESFAS Instrumentation," Function 2, for all
initiation functions and requirements. This Function is required only
when the associated LCO 3.3.2, "ESFAS Instrumentation," function is
required to be OPERABLE.

APPLICABILITY In MODES 1, 2, 3 or 4, isolation instrumentation for the containment purge
supply line, containment purge exhaust line and the containment pressure
relief line automatic isolation capability is not required if the associated flow
paths are isolated in accordance with the requirements of LCO 3.6.3,
'Containment Isolation Valves". If the associated flow paths are open in
accordance with Surveillance Requirements 3.6.3.1 or 3.6.3.2, automatic
isolation Function 1, Automatic Actuation Logic and Actuation Relays, and
Function 3, Containment Isolation - Phase A, and Function 4, Containment
Spray, are required as part of the containment isolation function initiated by
the ESFAS Instrumentation required by LCO 3.3.2. Function 2.a,
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BASES
APPLICABILITY (continued)

Containment Radioactive Gaseous Monitor (R-42), and Function 2.b,
Containment Air Particulate Monitor (R-41), are required to be OPERABLE
to provide an isolation signal that is diverse to the ESFAS isolation signals.

The Applicability for the containment purge system and pressure relief line
isolation on the ESFAS Containment Isolation-Phase A and Containment
Spray Functions are specified in LCO 3.3.2. Refer to the Bases for
LCO 3.3.2 for discussion of the Containment Isolation-Phase A and
Containment Spray Function Applicability.

In MODES 5 and 6, without fuel handling in progress or after 100 hours
since reactor shutdown, isolation instrumentation for the containment purge
supply line, containment purge exhaust line and the containment pressure
relief line need not be OPERABLE because the potential for radioactive
releases is minimized and operator action is sufficient to ensure post
accident offsite doses are maintained within the limits of Reference 1.

During movement of recently irradiated fuel (i.e., fuel assemblies that have
been part of a critical reactor in the previous 100 hours), the relaxations
justified in Reference 2 do not apply. Therefore, LCO 3.3.6, "Containment
Purge System and Pressure Relief Line Isolation Instrumentation,"
requirements are applicable during the movement of recently irradiated fuel.

ACTIONS The most common cause of channel inoperability is outright failure or drift of
the bistable or process module sufficient to exceed the tolerance allowed by
unit specific calibration procedures. Typically, the drift is found to be small
and results in a delay of actuation rather than a total loss of function. This
determination is generally made during the performance of a COT, when the
process instrumentation is set up for adjustment to bring it within
specification. If the Trip Setpoint is less conservative than the tolerance
specified by the calibration procedure, the channel must be declared
inoperable immediately and the appropriate Condition entered.

A Note has been added to the ACTIONS to clarify the application of
Completion Time rules. The Conditions of this Specification may be entered
independently for each Function listed in Table 3.3.6-1. The Completion
Time(s) of the inoperable channel(s)/train(s) of a Function will be tracked
separately for each Function starting from the time the Condition was
entered for that Function.
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ACTIONS (continued)

A.1

Condition A applies to the failure of one containment purge isolation
radiation monitor channel (either R-41 or R-42). Since the two containment
radiation monitors measure different parameters, failure of a single channel
may result in loss of the radiation monitoring Function for certain events.
Consequently, the failed channel must be restored to OPERABLE status. A
Completion Time of 7 days is allowed to restore the affected channel
because the accident analysis assumes that an ESFAS Si signal isolates the
containment vent paths. Therefore, the containment radiation monitoring
function is not the primary method of ensuring that 10 CFR 50.67 limits are
not exceeded.

B.1

Condition B applies to all Containment Purge System and Pressure Relief
Line Isolation Functions and addresses the train orientation use of master
relays for these Functions. It also addresses the failure of both radiation
monitoring channels, or the inability to restore a single failed channel to
OPERABLE status in the time allowed for Required Action A.1.

If a train is inoperable, multiple channels are inoperable, or the Required
Action and associated Completion Time of Condition A are not met,
operation may continue as long as the Required Action for the applicable
Conditions of LCO 3.6.3 is met for each valve made inoperable by failure of
isolation instrumentation.

A Note is added stating that Condition B is only applicable in MODE 1, 2, 3
or4.

C.1 and C.2

Condition C applies to all Containment Purge System and Pressure Relief
Line Isolation Functions. It also addresses the failure of multiple radiation
monitoring channels, or the inability to restore a single failed channel to
OPERABLE status in the time allowed for Required Action A.1. If a train is
inoperable, multiple channels are inoperable, or the Required Action and
associated Completion Time of Condition A are not met, operation may
continue as long as the Required Action to place and maintain containment
purge system and pressure relief line isolation valves in their closed position
is met or the applicable Conditions of LCO 3.9.3, "Containment
Penetrations," are met for each valve made inoperable by failure of isolation
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ACTIONS (continued)

instrumentation. The Completion Time for these Required Actions is
immediately.

A Note states that Condition C is applicable during movement of recently
irradiated fuel assemblies within containment.

SURVEILLANCE A Note has been added to the SR Table to clarify that Table 3.3.6-1
REQUIREMENTS determines which SRs apply to which Containment Purge and Exhaust

Isolation Functions.

SR 3.3.6.1

Performance of the CHANNEL CHECK once every 24 hours ensures that a
gross failure of instrumentation has not occurred and is key to verifying the
instrumentation continues to operate properly between each CHANNEL
CALIBRATION.

Agreement criteria are determined by the unit staff, based on a combination
of the channel instrument uncertainties, including indication and
readability. If a channel is outside the criteria, it may be an indication that
the sensor or the signal processing equipment has drifted outside its limit. A
CHANNEL CHECK for a single channel instrument is satisfied by verification
that the sensor or the signal processing equipment has not drifted outside its
limit.

The Frequency is based on operating experience that demonstrates channel
failure is rare. The CHANNEL CHECK supplements less formal, but more
frequent, checks of channels during normal operational use of the displays
associated with the LCO required channels.

SR 3.3.6.2

SR 3.3.6.2 is the performance of an ACTUATION LOGIC TEST. This test is
performed every 31 days on a STAGGERED TEST BASIS. The
Surveillance interval is acceptable based on instrument reliability and
industry operating experience.

SR 3.3.6.3

SR 3.3.6.3 is the performance of a MASTER RELAY TEST. The MASTER
RELAY TEST is the energizing of the master relay and verifying contact
operation. This test is performed every 31 days on a STAGGERED TEST
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SURVEILLANCE REQUIREMENTS (continued)

BASIS. The Surveillance interval is acceptable based on instrument
reliability and industry operating experience.

SR 3.3.6.4

A COT is performed every 31 days on each radiation monitoring channel to
ensure the entire channel will perform the intended Function. A successful
test of the required contact(s) of a channel relay may be performed by the
verification of the change of state of a single contact of the relay. This
clarifies what is an acceptable CHANNEL OPERATIONAL TEST of a
relay. This is acceptable because all of the other required contacts of the
relay are verified by other Technical Specifications and non-Technical
Specifications tests at least once per refueling interval with applicable
extensions. This test verifies the capability of the instrumentation to provide
the containment purge supply line, containment purge exhaust line and the
containment pressure relief line isolation. The setpoint shall be left
consistent with the current unit specific calibration procedure tolerance.

SR 3.3.6.5

SR 3.3.6.5 is the performance of a TADOT. This test is a check performed
every 24 months that verifies actuation of the end device (i.e., valve cycles,
etc.).

The test also includes trip devices that provide actuation signals directly to
the actuation relays, bypassing the analog process control equipment. The
SR is modified by a Note that excludes verification of setpoints during the
TADOT. The Functions tested have no setpoints associated with them.

The Frequency is based on the known reliability of the Function and the
redundancy available, and has been shown to be acceptable through
operating experience.

SR 3.3.6.6

A CHANNEL CALIBRATION is performed every 24 months, or
approximately at every refueling. CHANNEL CALIBRATION is a complete
check of the instrument loop, including the sensor. The test verifies that the
channel responds to a measured parameter within the necessary range and
accuracy. Allowable values and setpoints for these Functions are based on
engineering judgment.
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SURVEILLANCE REQUIREMENTS (continued)

The Frequency is based on operating experience and is consistent with the
typical industry refueling cycle.

REFERENCES 1. 10 CFR 50.67.

2. Safety Evaluation by the Office of Nuclear Reactor Regulation
Related to Amendment No. 211 to Facility Operating License No.
DPR-26, July 27, 2000.
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B 3.3 INSTRUMENTATION

B 3.3.7 Control Room Ventilation System (CRVS) Actuation Instrumentation

BASES

BACKGROUND The CRVS provides an enclosed control room environment from which the
unit can be operated following an uncontrolled release of radioactivity. Upon
receipt of an actuation signal, the CRVS initiates filtered pressurization of the
control room. This system is described in the Bases for LCO 3.7.10,
"Control Room Ventilation System."

The actuation instrumentation consists of control room radiation monitor
(R-38-2) in the air intake to the control room and the control building
radiation monitor (R-38-1). The control room operator can also align and
start both CRVS trains manually using the CRVS mode switch. The CRVS
is also actuated by a safety injection (SI) signal. The SI Function is
discussed in LCO 3.3.2, "Engineered Safety Feature Actuation System
(ESFAS) Instrumentation."

APPLICABLE The control room must be kept habitable for the operators stationed there
SAFETY during accident recovery and post accident operations.
ANALYSES

The CRVS acts to terminate the supply of unfiltered outside air to the control
room and pressurize the control room. These actions are necessary to
ensure the control room is kept habitable for the operators stationed there
during accident recovery and post accident operations by minimizing the
radiation exposure of control room personnel.

In MODES 1, 2, 3, and 4, the radiation monitors actuate CRVS as a backup
to the SI signal actuation. This ensures initiation of the CRVS during a loss
of coolant accident or steam generator tube rupture.

Radiological consequence analyses have been revised to demonstrate
compliance with 10 CFR 50.67, Accident Source Term. 10 CFR 50.67
(Ref. 1) requires that accident analyses show adequate radiation protection
is provided to permit access to and occupancy of the control room under
accident conditions without personnel receiving radiation exposures in
excess of 5 rem total effective dose equivalent for the duration of the
accident (Ref. 2).
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CRVS Actuation Instrumentation
B 3.3.7

BASES
APPLICABLE SAFETY ANALYSES (continued)

In MODES 1, 2, 3 and 4, automatic CRVS actuation is needed because the
re-analysis of the large-break LOCA, Steam Line Break and Steam
Generator Tube Rupture accidents performed to demonstrate compliance
with 10 CFR 50.67 modeled the control room air filtration system in the
pressurization mode of operation. The dose to personnel is affected more
by the inleakage of unfiltered air than by the intake of filtered air, and the
calculated dose to an operator in the control room is more than 20 percent
below the acceptance criteria in 10 CFR 50.67 (Ref. 1).

In MODES 5 and 6 without fuel handling in progress, automatic CRVS
actuation need not be OPERABLE because the potential for radioactive
releases is minimized and operator action is sufficient to ensure post
accident control room doses are maintained within the limits of Reference 1.

In MODE 6 with fuel handling in progress after the reactor has been
shutdown for more than 100 hours, automatic CRVS actuation need not be
OPERABLE because water level and decay time are the primary success
path for mitigating a fuel handling accident after 100 hours of decay time
have elapsed (fuel involved in the accident has occupied part of a critical
reactor core within the previous 100 hours). This is consistent with the
analyses of the radiological consequence for the fuel handling accident that
were revised to demonstrate compliance with 10 CFR 50.67, Accident
Source Term (Ref. 2). However, Reference 2 did not address fuel handling
accidents when less than 100 hours of decay time have elapsed. Therefore,
automatic CRVS actuation is required to be OPERABLE during movement of
fuel that has occupied part of a critical reactor core within the previous
100 hours.

The CRVS actuation instrumentation satisfies Criterion 3 of
10 CFR 50.36(c)(2)(ii).

LCO The LCO requirements ensure that instrumentation necessary to initiate the
CRVS is OPERABLE.

1. Manual Initiation

The LCO requires that the switch used to place the CRVS in the
pressurization mode (mode 2) is OPERABLE.
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CRVS Actuation Instrumentation
B 3.3.7

BASES
LCO (continued)

2. Control Building Air Intake Radiation Monitor (R-38-1)

The LCO requires a Control Building Air Intake Radiation Monitor to
ensure that the radiation monitoring instrumentation will initiate a
control room isolation if isolation on an Si signal fails to occur.

3. Control Room Air Intake Radiation Monitor (R-38-2)

The LCO requires a Control Room Air Intake Radiation Monitor to
ensure that the radiation monitoring instrumentation will initiate a
control room isolation if isolation on an SI signal fails to occur.

4. Safety Injection

Refer to LCO 3.3.2, Function 1, for all initiating Functions and
requirements.

APPLICABILITY In MODES 1, 2, 3 and 4, automatic CRVS actuation is needed to
demonstrate compliance with 10 CFR 50.67, Accident Source Term (Ref. 1).
OPERABILITY of CRVS Isolation instrumentation ensures that exposures
following each event analyzed for MODES 1, 2, 3 and 4 are significantly
below the required limits (Ref. 2).

In MODES 5 and 6 without fuel handling in progress or after the reactor has
been shutdown for more than 100 hours, automatic CRVS actuation need
not be OPERABLE because the potential for radioactive releases is
minimized and operator action is sufficient to ensure post accident control
room doses are maintained within the limits of Reference 1.

During movement of recently irradiated fuel assemblies either in containment
or the fuel handling building, automatic CRVS actuation must be
OPERABLE to cope with the release from a fuel handling accident involving
recently irradiated fuel. The CRVS is only required to be OPERABLE during
fuel handling involving recently irradiated fuel (i.e., fuel that has occupied
part of a critical reactor core within the previous 100 hours), due to
radioactive decay.

The Applicability for the CRVS actuation on the ESFAS Safety Injection
Functions are specified in LCO 3.3.2. Refer to the Bases for LCO 3.3.2 for
discussion of the Safety Injection Function Applicability.

INDIAN POINT 2 B 3.3.7 - 3 Revision 0
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B 3.3.7

BASES

ACTIONS A Note has been added to the ACTIONS indicating that separate Condition
entry is allowed for each Function. The Conditions of this Specification may
be entered independently for each Function listed in Table 3.3.7-1 in the
accompanying LCO. The Completion Time(s) of the inoperable
channel(s)/train(s) of a Function will be tracked separately for each Function
starting from the time the Condition was entered for that Function.

A.1

Condition A applies if one or more functions in Table 3.3.7-1 are inoperable.
If the automatic CRVS start signal from any Function is inoperable, 72 hours
is allowed to restore the Function consistent with the limit of 72 hours for
loss of CRVS Function allowed by LCO 3.7.10. If the channel/train cannot
be restored to OPERABLE status, one CRVS train'must be placed in the
filtered pressurization mode of operation. This accomplishes the actuation
instrumentation Function and places the unit in a conservative mode of
operation.

A Note to Condition A clarifies that Required Action A.1 is applicable only in
MODE 1, 2, 3 or4.

B.1 and B.2

Condition B applies when the Required Action and associated Completion
Time for Condition A have not been met and the unit is in MODE 1, 2, 3,
or 4. The unit must be brought to a MODE in which the LCO requirements
are not applicable. To achieve this status, the unit must be brought to
MODE 3 within 6 hours and MODE 5 within 36 hours. The allowed
Completion Times are reasonable, based on operating experience, to reach
the required unit conditions from full power conditions in an orderly manner
and without challenging unit systems.

C.1

Condition C applies when one or more functions are not OPERABLE when
recently irradiated fuel assemblies are being moved. Movement of recently
irradiated fuel assemblies must be suspended immediately to reduce the risk
of accidents that could require CRVS actuation.

SURVEILLANCE A Note has been added to the SR Table to clarify that Table 3.3.7-1
REQUIREMENTS determines which SRs apply to which CRVS Actuation Functions.
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B 3.3.7

BASES
SURVEILLANCE REQUIREMENTS (continued)

SR 3.3.7.1

Performance of the CHANNEL CHECK for R-38-1 and R-38-2 once every
24 hours ensures that a gross failure of instrumentation has not occurred. A
CHANNEL CHECK for a single channel instrument is satisfied by verification
that the sensor or the signal processing equipment has not drifted outside its
limit. A CHANNEL CHECK will detect gross channel failure; thus, it is key to
verifying the instrumentation continues to operate properly between each
CHANNEL CALIBRATION.

Agreement criteria are determined by the unit staff, based on a combination
of the channel instrument uncertainties, including indication and readability.
If a channel is outside the criteria, it may be an indication that the sensor or
the signal processing equipment has drifted outside its limit.

The Frequency is based on operating experience that demonstrates channel
failure is rare. The CHANNEL CHECK supplements less formal, but more
frequent, checks of channels during normal operational use of the displays
associated with the LCO required channels.

SR 3.3.7.2

A COT is performed once every 31 days on the R-38-1 and R-38-2 channels
to ensure the entire channel will perform the intended function. This test
verifies the capability of the instrumentation to provide the CRVS actuation.
A successful test of the required contact(s) of a channel relay may be
performed by the verification of the change of state of a single contact of the
relay. This clarifies what is an acceptable CHANNEL OPERATIONAL TEST
of a relay. This is acceptable because all of the other required contacts of
the relay are verified by other Technical Specifications and non-Technical
Specifications tests at least once per refueling interval with applicable
extensions. The Frequency is based on the known reliability of the
monitoring equipment and has been shown to be acceptable through
operating experience.

SR 3.3.7.3

SR 3.3.7.3 is the performance of a MASTER RELAY TEST. The MASTER
RELAY TEST is the energizing of the master relay and verifying contact
operation. This test is performed every 31 days. The Frequency is
acceptable based on instrument reliability and industry operating experience.

INDIAN POINT 2 B 3.3.7 - 5 Revision 0



CRVS Actuation Instrumentation
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BASES
SURVEILLANCE REQUIREMENTS (continued)

SR 3.3.7.4

SR 3.3.7.4 requires the performance of a TADOT for the manual actuation
function of the CRVS. This test verifies that CRVS actuates to the
pressurization mode (mode 2) using the manual initiation switch. This SR
can be satisfied by the performance of SR 3.7.10.3.

SR 3.3.7.5

A CHANNEL CALIBRATION of R-38-1 and R-38-2 is performed every
24 months, or approximately at every refueling. CHANNEL CALIBRATION
is a complete check of the instrument loop, including the sensor. The test
verifies that the channel responds to a measured parameter within the
necessary range and accuracy.

The Frequency is based on operating experience and is consistent with the
typical industry refueling cycle.

REFERENCES 1. 10 CFR 50.67.

2. Safety Evaluation by the Office of Nuclear Reactor Regulation
Related to Amendment No. 211 to Facility Operating License No.
DPR-26, July 27, 2000.
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RCS Pressure, Temperature, and Flow DNB Limits
B 3.4.1

B 3.4 REACTOR COOLANT SYSTEM (RCS)

B 3.4.1 RCS Pressure, Temperature, and Flow Departure from Nucleate Boiling (DNB) Limits

BASES

BACKGROUND These Bases address requirements for maintaining RCS pressure,
temperature, and flow rate within limits assumed in the safety analyses. The
safety analyses (Ref. 1) of normal operating conditions and anticipated
operational occurrences assume initial conditions within the normal steady
state envelope. The limits placed on RCS pressure, temperature, and flow
rate ensure that the minimum departure from nucleate boiling ratio (DNBR)
will be met for each of the transients analyzed.

The RCS pressure limit is consistent with operation within the nominal
operational envelope. A lower pressure will cause the reactor core to
approach DNB limits.

The RCS coolant average temperature limit is consistent with full power
operation within the nominal operational envelope. Because there may be
differences between the loop temperatures, the loop with the highest
indicated value of Ta.g is assumed to be the RCS average temperature and
the loop with the highest average temperature is compared to the
acceptance criteria. A higher average temperature will cause the core to
approach DNB limits.

The RCS flow rate normally remains constant during an operational fuel
cycle with all pumps running. The minimum RCS flow limit corresponds to
that assumed for DNB analyses. A lower RCS flow will cause the core to
approach DNB limits.

Operation for significant periods of time outside these DNB limits increases
the likelihood of a fuel cladding failure in a DNB limited event.

APPLICABLE
SAFETY
ANALYSES

The requirements of this LCO represent the initial conditions for DNB limited
transients analyzed in the plant safety analyses (Ref. 1). The safety
analyses have shown that transients initiated from the limits of this LCO will
result in meeting the DNBR criterion. This is the acceptance limit for the
RCS DNB parameters. Changes to the unit that could impact these
parameters must be assessed for their impact on the DNBR criteria. The
transients analyzed include loss of coolant flow events and dropped or stuck
rod events. A key assumption for the analysis of these events is that the

INDIAN POINT 2 B 3.4.1 - 1 Revision 0



RCS Pressure, Temperature, and Flow DNB Limits
B 3.4.1

BASES
APPLICABLE SAFETY ANALYSES (continued)

core power distribution is within the limits of LCO 3.1.6, "Control Bank
Insertion Limits," LCO 3.2.3, "AXIAL FLUX DIFFERENCE (AFD)," and
LCO 3.2.4, "QUADRANT POWER TILT RATIO (QPTR)."

The pressurizer pressure limit and RCS average temperature limit specified
in the COLR are based on the analytical limits used in the safety analyses.
Therefore, appropriate allowances for measurement and instrument
uncertainty must be included when comparing the observed value with the
analytical limits.

The RCS DNB parameters satisfy Criterion 2 of 10 CFR 50.36(c)(2)(ii).

LCO This LCO specifies limits on the monitored process variables - pressurizer
pressure, RCS average temperature, and RCS total flow rate -to ensure the
core operates within the limits assumed in the safety analyses. These
variables are contained in the COLR to provide operating and analysis
flexibility from cycle to cycle. However, the minimum RCS flow, which is
based on maximum analyzed steam generator tube plugging, is retained in
the TS LCO. Operating within these limits will result in meeting the DNBR
criterion in the event of a DNB limited transient.

RCS total flow rate contains a measurement error based on performing a
precision heat balance and using the result to calibrate the RCS flow rate
indicators. The RCS total flow rate limit of 331,840 gpm includes a
measurement uncertainty of 2.8% associated with the performance of
Reactor Coolant System Flow Calculation. This value does not include
instrument uncertainty which must be accounted for when flow is monitored
using control room instruments.

The numerical values for pressure and temperature specified in the COLR
are the analytical limits used in the safety analyses. Unless otherwise
specified in the COLR, these values do not include instrument uncertainty
which must be accounted for when these parameters are monitored using
control room instruments.

APPLICABILITY In MODE 1, the limits on pressurizer pressure, RCS coolant average
temperature, and RCS flow rate must be maintained during steady state
operation in order to ensure DNBR criteria will be met in the event of an
unplanned loss of forced coolant flow or other DNB limited transient. In all
other MODES, the power level is low enough that DNB is not a concern.
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B 3.4.1

BASES
APPLICABILITY (continued)

A Note has been added to indicate the limit on pressurizer pressure is not
applicable during short term operational transients such as a THERMAL
POWER ramp increase > 5% RTP per minute or a THERMAL POWER step
increase > 10% RTP. These conditions represent short term perturbations
where actions to control pressure variations might be counterproductive.
Also, since they represent transients initiated from power levels
< 100% RTP, an increased DNBR margin exists to offset the temporary
pressure variations.

The DNBR limit is provided in SL 2.1.1, "Reactor Core SLs." The conditions
which define the DNBR limit are less restrictive than the limits of this LCO,
but violation of a Safety Limit (SL) merits a stricter, more severe Required
Action. Should a violation of this LCO occur, the operator must check
whether or not an SL may have been exceeded.

ACTIONS A.1

RCS pressure and RCS average temperature are controllable and
measurable parameters. With one or both of these parameters not within
LCO limits, action must be taken to restore parameter(s).

RCS total flow rate is not a controllable parameter and is not expected to
vary during steady state operation. If the indicated RCS total flow rate is
below the LCO limit, power must be reduced, as required by Required
Action B.1, to restore DNB margin and eliminate the potential for violation of
the accident analysis bounds.

The 2 hour Completion Time for restoration of the parameters provides
sufficient time to adjust plant parameters, to determine the cause for the off
normal condition, and to restore the readings within limits, and is based on
plant operating experience.

B.1

If Required Action A. 1 is not met within the associated Completion Time, the
plant must be brought to a MODE in which the LCO does not apply. To
achieve this status, the plant must be brought to at least MODE 2 within
6 hours. In MODE 2, the reduced power condition eliminates the potential
for violation of the accident analysis bounds. The Completion Time of
6 hours is reasonable to reach the required plant conditions in an orderly
manner.
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BASES

SURVEILLANCE SR 3.4.1.1
REQUIREMENTS

SR 3.4.1.1 requires verification every 12 hours that pressurizer pressure is
greater than or equal to the limit specified in the COLR. Pressurizer
pressure indications in the control room are averaged to come up with a
value for comparison to the limit. Unless otherwise specified in the COLR,
the limit specified in the COLR does not include instrument uncertainty which
must be accounted for when parameters are monitored using control room
instruments. The 12 hour interval has been shown by operating practice to
be sufficient to regularly assess for potential degradation and to verify
operation is within safety analysis assumptions.

SR 3.4.1.2

SR 3.4.1.2 requires verification every 12 hours that RCS average
temperature is less than or equal to the limit specified in the COLR.
Because there may be differences between the loop temperatures, the loop
with the highest indicated value of Tavg is assumed to be the RCS average
temperature and the loop with the highest average temperature is compared
to the acceptance criteria. Unless otherwise specified in the COLR, the limit
specified in the COLR does not include instrument uncertainty which must
be accounted for when parameters are monitored using control room
instruments. The 12 hour interval has been shown by operating practice to
be sufficient to regularly assess for potential degradation and to verify
operation is within safety analysis assumptions.

SR 3.4.1.3

SR 3.4.1.3 requires verification every 12 hours that RCS total flow rate is
greater than or equal to the limit specified in this LCO. RCS flow indications
for each loop are averaged to come up with a value for comparison to the
limit. The limit specified in this LCO does not include instrument uncertainty
which must be accounted for when parameters are monitored using control
room instruments. The 12 hour interval has been shown by operating
practice to be sufficient to regularly assess potential degradation and to
verify operation within safety analysis assumptions.
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B 3.4.1

BASES
SURVEILLANCE REQUIREMENTS (continued)

SR 3.4.1.4

Measurement of RCS total flow rate by performance of a precision
calorimetric heat balance is required once every 24 months. The results are
adjusted to account for an uncertainty of 2.8% associated with the
performance of the flow measurement. These adjusted results are
compared to the LCO limit to ensure that the actual RCS flow rate is greater
than or equal to the minimum required RCS flow rate.

The results are used as one of the inputs to the calibration of the installed
RCS flow instrumentation.

The Frequency of 24 months reflects the importance of verifying flow after a
refueling outage when the core has been altered, which may have caused
an alteration of flow resistance.

This SR is modified by a Note that allows entry into MODE 1, without having
performed the SR, and placement of the unit in the best condition for
performing the SR. The Note states that the SR is not required to be
performed until 24 hours after 2 90% RTP. This exception is appropriate
since the heat balance requires the plant to be at a minimum of 90% RTP to
obtain the stated RCS flow accuracies. The Surveillance shall be performed
within 24 hours after reaching 90% RTP.

REFERENCES 1. UFSAR, Section 14.
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B 3.4.2

B 3.4 REACTOR COOLANT SYSTEM (RCS)

B 3.4.2 RCS Minimum Temperature for Criticality

BASES

BACKGROUND This LCO is based upon meeting several major considerations before the
reactor can be made critical and while the reactor is critical.

The first and limiting consideration is moderator temperature coefficient
(MTC), LCO 3.1.3, "Moderator Temperature Coefficient (MTC)." In the
transient and accident analyses, the MTC is assumed to be zero or negative
and the operating temperature is assumed to be within the nominal
operating envelope while the reactor is critical. The LCO on minimum
temperature for criticality helps ensure the plant is operated consistent with
these assumptions.

The second consideration is the protective instrumentation. Because certain
protective instrumentation (e.g., excore neutron detectors) can be affected
by moderator temperature, a temperature value within the nominal operating
envelope is chosen to ensure proper indication and response while the
reactor is critical.

The third consideration is the pressurizer operating characteristics. The
transient and accident analyses assume that the pressurizer is within its
normal startup and operating range (i.e., saturated conditions and steam
bubble present). It is also assumed that the RCS temperature is within its
normal expected range for startup and power operation. Since the density of
the water, and hence the response of the pressurizer to transients, depends
upon the initial temperature of the moderator, a minimum value for
moderator temperature within the nominal operating envelope is chosen.

The fourth consideration is that the reactor vessel is above its minimum nil
ductility reference temperature when the reactor is critical.

APPLICABLE
SAFETY
ANALYSES

Although the RCS minimum temperature for criticality is not itself an initial
condition assumed in Design Basis Accidents (DBAs), the closely aligned
temperature for hot zero power (HZP) is a process variable that is an initial
condition of DBAs, such as the rod cluster control assembly (RCCA)
withdrawal, RCCA ejection, and main steam line break accidents performed
at zero power that either assumes the failure of, or presents a challenge to,
the integrity of a fission product barrier.
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B 3.4.2

BASES
APPLICABLE SAFETY ANALYSES (continued)

All low power safety analyses assume initial RCS loop temperatures 2 the
HZP temperature of 5470F (Ref. 1). The minimum temperature for criticality
limitation provides a small band, 60F, for critical operation below HZP. This
band allows critical operation below HZP during plant startup and does not
adversely affect any safety analyses since the MTC is not significantly
affected by the small temperature difference between HZP and the minimum
temperature for criticality.

The RCS minimum temperature for criticality satisfies Criterion 2 of
10 CFR 50.36(c)(2)(ii).

LCO Compliance with the LCO ensures that the reactor will not be made or
maintained critical (kf 2 1.0) at a temperature less than a small band below
the HZP temperature, which is assumed in the safety analysis. Failure to
meet the requirements of this LCO may produce initial conditions
inconsistent with the initial conditions assumed in the safety analysis.

APPLICABILITY In MODE 1 and MODE 2 with kff 1.0, LCO 3.4.2 is applicable since the
reactor can only be critical (keff 2 1.0) in these MODES.

The special test exception of LCO 3.1.8, "PHYSICS TESTS Exceptions -
MODE 2," permits PHYSICS TESTS to be performed at < 5% RTP with RCS
loop average temperatures slightly lower than normally allowed so that
fundamental nuclear characteristics of the core can be verified. In order for
nuclear characteristics to be accurately measured, it may be necessary to
operate outside the normal restrictions of this LCO. For example, to
measure the MTC at beginning of cycle, it is necessary to allow RCS loop
average temperatures to fall below Tno lad, which may cause RCS loop
average temperatures to fall below the temperature limit of this LCO.

ACTIONS A.1

If the parameters that are outside the limit cannot be restored, the plant must
be brought to a MODE in which the LCO does not apply. To achieve this
status, the plant must be brought to MODE 2 with Kff < 1.0 within
30 minutes. Rapid reactor shutdown can be readily and practically achieved
within a 30 minute period. The allowed time is reasonable, based on
operating experience, to reach MODE 2 with Keff < 1.0 in an orderly manner
and without challenging plant systems.
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BASES

SURVEILLANCE
REQUIREMENTS

SR 3.4.2.1

RCS loop average temperature is required to be verified at or above 541 OF
every 12 hours. The SR to verify RCS loop average temperatures every 12
hours takes into account indications and alarms that are continuously
available to the operator in the control room and is consistent with other
routine Surveillances which are typically performed once per shift. In
addition, operators are trained to be sensitive to RCS temperature during
approach to criticality and will ensure that the minimum temperature for
criticality is met as criticality is approached.

REFERENCES 1. UFSAR, Section 14.
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B 3.4.3

B 3.4 REACTOR COOLANT SYSTEM (RCS)

B 3.4.3 RCS Pressure and Temperature (P/T) Limits

BASES

BACKGROUND All components of the RCS are designed to withstand effects of cyclic loads
due to system pressure and temperature changes. These loads are
introduced by startup (heatup) and shutdown (cooldown) operations, power
transients, and reactor trips. This LCO limits the pressure and temperature
changes during RCS heatup and cooldown, within the design assumptions
and the stress limits for cyclic operation.

Figure 3.4.3-1, "Heatup Limitations for the Reactor Coolant System (RCS)
and Hydrostatic and Inservice Leak Testing Limitations for the RCS," and
Figure 3.4.3-2, Cooldown Limitations for the RCS (including RCS cooldown
following RCS inservice leak and hydrostatic testing)," contain PIT limit
curves for heatup, cooldown, inservice leak and hydrostatic (ISLH) testing,
and data for the maximum rate of change of reactor coolant temperature
(References 1, 8 and 9).

Each PIT limit curve defines an acceptable region for normal operation. The
usual use of the curves is operational guidance during heatup or cooldown
maneuvering, when pressure and temperature indications are monitored and
compared to the applicable curve to determine that operation is within the
allowable region.

The LCO establishes operating limits that provide a margin to brittle failure of
the reactor vessel and piping of the reactor coolant pressure boundary
(RCPB). The vessel is the component most subject to brittle failure, and the
LCO limits apply mainly to the vessel. The limits do not apply to the
pressurizer, which has different design characteristics and operating
functions.

10 CFR 50, Appendix G (Ref. 2), requires the establishment of PIT limits for
specific material fracture toughness requirements of the RCPB materials.
Reference 2 requires an adequate margin to brittle failure during normal
operation, anticipated operational occurrences, and system hydrostatic tests.
It mandates the use of the American Society of Mechanical Engineers
(ASME) Code, Section III, Appendix G (Ref. 3).

The neutron embrittlement effect on the material toughness is reflected by
increasing the nil ductility reference temperature (RTNDT) as exposure to
neutron fluence increases.
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BASES
BACKGROUND (continued)

The actual shift in the RTNDT of the vessel material will be established
periodically by removing and evaluating the irradiated reactor vessel material
specimens, in accordance with ASTM E 185 (Ref. 4) and Appendix H of
10 CFR 50 (Ref. 5). The operating P/T limit curves will be adjusted, as
necessary, based on the evaluation findings and the recommendations of
Regulatory Guide 1.99 (Ref. 6).

The P/T limit curves are composite curves established by superimposing
limits derived from stress analyses of those portions of the reactor vessel
and head that are the most restrictive. At any specific pressure,
temperature, and temperature rate of change, one location within the reactor
vessel will dictate the most restrictive limit. Across the span of the P/T limit
curves, different locations are more restrictive, and, thus, the curves are
composites of the most restrictive regions.

The heatup curve represents a different set of restrictions than the cooldown
curve because the directions of the thermal gradients through the vessel wall
are reversed. The thermal gradient reversal alters the location of the tensile
stress between the outer and inner walls.

The criticality limit curve includes the Reference 2 requirement that it be
> 400F above the heatup curve or the cooldown curve, and not less than the
minimum permissible temperature for ISLH testing. However, the criticality
curve is not operationally limiting; a more restrictive limit exists in LCO 3.4.2,
"RCS Minimum Temperature for Criticality."

The consequence of violating the LCO limits is that the RCS has been
operated under conditions that can result in brittle failure of the RCPB,
possibly leading to a nonisolable leak or loss of coolant accident. In the
event these limits are exceeded, an evaluation must be performed to
determine the effect on the structural integrity of the RCPB components.
The ASME Code, Section Xl, Appendix E (Ref. 7), provides a recommended
methodology for evaluating an operating event that causes an excursion
outside the limits.

APPLICABLE The PIT limits are not derived from Design Basis Accident (DBA) analyses.
SAFETY They are prescribed during normal operation to avoid encountering
ANALYSES pressure, temperature, and temperature rate of change conditions that might

cause undetected flaws to propagate and cause nonductile failure of the
RCPB, an unanalyzed condition. Reference 1 establishes the
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B 3.4.3

BASES
APPLICABLE SAFETY ANALYSES (continued)

methodology for determining the P/T limits. Although the P/T limits are not
derived from any DBA, the P/T limits are acceptance limits since they
preclude operation in an unanalyzed condition.

RCS P/T limits satisfy Criterion 2 of 10 CFR 50.36(c)(2)(ii).

LCO The two elements of this LCO are:

a. The limit curves (Figures 3.4.3-1 and 3.4.3-2) for heatup, cooldown,
and ISLH testing and

b. Limits on the rate of change of temperature (Figures 3.4.3-1 and
3.4.3-2).

The LCO limits apply to all components of the RCS pressure boundary,
except the pressurizer. These limits define allowable operating regions and
permit a large number of operating cycles while providing a wide margin to
nonductile failure.

Heatup and cooldown limits are specified in hourly increments (i.e., the
heatup and cooldown limits are based on the temperature change averaged
over a one hour period). Limit lines for cooldown rates between those
presented may be obtained by interpolation. The maximum heatup or
cooldown rate is 1000F/hour.

The limits for the rate of change of temperature control the thermal gradient
through the vessel wall and are used as inputs for calculating the heatup,
cooldown, and ISLH testing P/T limit curves. Thus, the LCO for the rate of
change of temperature restricts stresses caused by thermal gradients and
also ensures the validity of the PIT limit curves.

Violating the LCO limits places the reactor vessel outside of the bounds of
the stress analyses and can increase stresses in other RCPB components.
The consequences depend on several factors, as follow:

a. The severity of the departure from the allowable operating P/T regime
or the severity of the rate of change of temperature,

b. The length of time the limits were violated (longer violations allow the
temperature gradient in the thick vessel walls to become more
pronounced), and
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LCO (continued)

c. The existences, sizes, and orientations of flaws in the vessel material.

Figures 3.4.3-1 and 3.4.3-2 must be revised using approved methodology
prior to exceeding 25 EFPYs.

APPLICABILITY The RCS P/T limits LCO provides a definition of acceptable operation for
prevention of nonductile failure in accordance with 10 CFR 50, Appendix G
(Ref. 2). Although the P/T limits were developed to provide guidance for
operation during heatup or cooldown (MODES 3, 4, and 5) or ISLH testing,
their Applicability is at all times in keeping with the concern for nonductile
failure. The limits do not apply to the pressurizer.

During MODES 1 and 2, other Technical Specifications provide limits for
operation that can be more restrictive than or can supplement these P/T
limits. LCO 3.4.1, "RCS Pressure, Temperature, and Flow Departure from
Nucleate Boiling (DNB) Limits," LCO 3.4.2, "RCS Minimum Temperature for
Criticality," and Safety Limit 2.1, "Safety Limits," also provide operational
restrictions for pressure and temperature and maximum pressure.
Furthermore, MODES 1 and 2 are above the temperature range of concern
for nonductile failure, and stress analyses have been performed for normal
maneuvering profiles, such as power ascension or descent.

ACTIONS A.1 and A.2

Operation outside the P/T limits during MODE 1, 2, 3, or 4 must be corrected
so that the RCPB is returned to a condition that has been verified by stress
analyses.

The 30 minute Completion Time of Required Action A.1 reflects the urgency
of restoring the parameters to within the analyzed range. Most violations will
not be severe, and the activity can be accomplished in this time in a
controlled manner.

Required Action A.2 recognizes that besides restoring operation within limits,
an evaluation is required to determine if RCS operation can continue. The
evaluation must verify the RCPB integrity remains acceptable and must be
completed before continuing operation. Several methods may be used,
including comparison with pre-analyzed transients in the stress analyses,
new analyses, or inspection of the components.
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ASME Code, Section Xl, Appendix E (Ref. 7), may be used to support the
evaluation. However, its use is restricted to evaluation of the vessel beltline.

The 72 hour Completion Time of Required Action A.2 is reasonable to
accomplish the evaluation. The evaluation for a mild violation is possible
within this time, but more severe violations may require special, event
specific stress analyses or inspections. A favorable evaluation must be
completed before continuing to operate.

Condition A is modified by a Note requiring Required Action A.2 to be
completed whenever the Condition is entered. The Note emphasizes the
need to perform the evaluation of the effects of the excursion outside the
allowable limits. Restoration alone per Required Action A.1 is insufficient
because higher than analyzed stresses may have occurred and may have
affected the RCPB integrity.

B.1 and B.2

If a Required Action and associated Completion Time of Condition A are not
met, the plant must be placed in a lower MODE because either the RCS
remained in an unacceptable P/T region for an extended period of increased
stress or a sufficiently severe event caused entry into an unacceptable
region. Either possibility indicates a need for more careful examination of
the event, best accomplished with the RCS at reduced pressure and
temperature. In reduced pressure and temperature conditions, the
possibility of propagation with undetected flaws is decreased.

If the required restoration activity cannot be accomplished within 30 minutes,
Required Action B.1 and Required Action B.2 must be implemented to
reduce pressure and temperature.

If the required evaluation for continued operation cannot be accomplished
within 72 hours or the results are indeterminate or unfavorable, action must
proceed to reduce pressure and temperature as specified in Required
Action B.1 and Required Action B.2. A favorable evaluation must be
completed and documented before returning to operating pressure and
temperature conditions.

Pressure and temperature are reduced by bringing the plant to MODE 3
within 6 hours and to MODE 5 with RCS pressure <500 psig within
36 hours.
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The allowed Completion Times are reasonable, based on operating
experience, to reach the required plant conditions from full power conditions
in an orderly manner and without challenging plant systems.

C.1 and C.2

Actions must be initiated immediately to correct operation outside of the P/T
limits at times other than when in MODE 1, 2, 3, or 4, so that the RCPB is
returned to a condition that has been verified by stress analysis.

The immediate Completion Time reflects the urgency of initiating action to
restore the parameters to within the analyzed range. Most violations will not
be severe, and the activity can be accomplished in this time in a controlled
manner.

Besides restoring operation within limits, an evaluation is required to
determine if RCS operation can continue. The evaluation must verify that
the RCPB integrity remains acceptable and must be completed prior to entry
into MODE 4. Several methods may be used, including comparison with
pre-analyzed transients in the stress analyses, or inspection of the
components.

ASME Code, Section Xl, Appendix E (Ref. 7), may be used to support the
evaluation. However, its use is restricted to evaluation of the vessel beltline.

Condition C is modified by a Note requiring Required Action C.2 to be
completed whenever the Condition is entered. The Note emphasizes the
need to perform the evaluation of the effects of the excursion outside the
allowable limits. Restoration alone per Required Action C.1 is insufficient
because higher than analyzed stresses may have occurred and may have
affected the RCPB integrity.

SURVEILLANCE SR 3.4.3.1
REQUIREMENTS

Verification that operation is within the Figure 3.4.3-1 and Figure 3.4.3-2
limits is required every 30 minutes when RCS pressure and temperature
conditions are undergoing planned changes. This Frequency is considered
reasonable in view of the control room indication available to monitor RCS
status. Also, since temperature rate of change limits are specified in hourly
increments, 30 minutes permits assessment and correction for minor
deviations within a reasonable time. Heatup and cooldown limits are
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specified in hourly increments (i.e., the heatup and cooldown limits are
based on the temperature change averaged over a one hour period). Limit
lines for cooldown rates between those presented may be obtained by
interpolation.

Surveillance for heatup, cooldown, or ISLH testing may be discontinued
when the definition given in the relevant plant procedure for ending the
activity is satisfied.

This SR is modified by a Note that only requires this SR to be performed
during system heatup, cooldown, and ISLH testing. No SR is given for
criticality operations because LCO 3.4.2 contains a more restrictive
requirement.

REFERENCES 1. WCAP-7924A, "Basis for Heatup and Cooldown Limit Curves," W. S.
Hazelton, S.L. Anderson, S.E. Yanichko, April 1975.

2. 10 CFR 50, Appendix G.

3. ASME, Boiler and Pressure Vessel Code, Section 1II, Appendix G.

4. ASTM E 185-82, July 1982.

5. 10 CFR 50, Appendix H.

6. Regulatory Guide 1.99, Revision 2, May 1988.

7. ASME, Boiler and Pressure Vessel Code, Section Xl, Appendix E.

8. WCAP-1 2796, "Heatup and Cooldown Limit Curves for the
Consolidated Edison Company Indian Point Unit 2 Reactor
Vessel," N.K. Ray, Westinghouse Electric Corporation.

9. MSE-REME-0076, "Indian Point Unit 2 Heatup and Cooldown Limit
Curves for Normal Operation," P.A. Grendys, Westinghouse Electric
Corporation.
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B 3.4.4 RCS Loops - MODES 1 and 2

BASES

BACKGROUND The primary function of the RCS is removal of the heat generated in the fuel
due to the fission process, and transfer of this heat, via the steam generators
(SGs), to the secondary plant.

The secondary functions of the RCS include:

a. Moderating the neutron energy level to the thermal state, to increase
the probability of fission,

b. Improving the neutron economy by acting as a reflector,

c. Carrying the soluble neutron poison, boric acid,

d. Providing a second barrier against fission product release to the
environment, and

e. Removing the heat generated in the fuel due to fission product decay
following a unit shutdown.

The reactor coolant is circulated through four loops connected in parallel to
the reactor vessel, each containing a SG, a reactor coolant pump (RCP),
and appropriate flow and temperature instrumentation for both control and
protection. The reactor vessel contains the clad fuel. The SGs provide the
heat sink to the isolated secondary coolant. The RCPs circulate the coolant
through the reactor vessel and SGs at a sufficient rate to ensure proper heat
transfer and prevent fuel damage. This forced circulation of the reactor
coolant ensures mixing of the coolant for proper boration and chemistry
control.

APPLICABLE
SAFETY
ANALYSES

Safety analyses contain various assumptions for the design bases accident
initial conditions including RCS pressure, RCS temperature, reactor power
level, core parameters, and safety system setpoints. The important aspect
for this LCO is the reactor coolant forced flow rate, which is represented by
the number of RCS loops in service.
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APPLICABLE SAFETY ANALYSES (continued)

Both transient and steady state analyses have been performed to establish
the effect of flow on the departure from nucleate boiling (DNB). The
transient and accident analyses for the plant have been performed assuming
four RCS loops are in operation. The majority of the plant safety analyses
are based on initial conditions at high core power or zero power. The
accident analyses that are most important to RCP operation are the four
pump coastdown, single pump locked rotor, single pump (broken shaft or
coastdown), and rod withdrawal events (Ref. 1).

Steady state DNB analysis has been performed for the four RCS loop
operation. For four RCS loop operation, the steady state DNB analysis
generates the pressure and temperature Safety Limit (SL) (i.e., the
departure from nucleate boiling ratio (DNBR) limit) by assuming a maximum
for the power level. This is the design overpower condition for four RCS
loop operation. The allowable value for the nuclear overpower (high flux) trip
in LCO 3.3.1, "Reactor Protection System (RPS) Instrumentation," is based
on this analysis assumption and bounds instrumentation errors. The DNBR
limit defines a locus of pressure and temperature points that result in a
minimum DNBR greater than or equal to the critical heat flux correlation limit.

The plant is designed to operate with all RCS loops in operation to maintain
DNBR above the SL, during all normal operations and anticipated transients.
By ensuring heat transfer in the nucleate boiling region, adequate heat
transfer is provided between the fuel cladding and the reactor coolant.

RCS Loops - MODES I and 2 satisfy Criterion 2 of 10 CFR 50.36(c)(2)(ii).

LCO The purpose of this LCO is to require an adequate forced flow rate for core
heat removal. Flow is represented by the number of RCPs in operation for
removal of heat by the SGs. To meet safety analysis acceptance criteria for
DNB, four pumps are required at rated power.

An OPERABLE RCS loop consists of an OPERABLE RCP in operation
providing forced flow for heat transport and an OPERABLE SG in
accordance with the Steam Generator Tube Surveillance Program.

APPLICABILITY In MODES 1 and 2, the reactor is critical and thus has the potential to
produce maximum THERMAL POWER. Thus, to ensure that the
assumptions of the accident analyses remain valid, all RCS loops are
required to be OPERABLE and in operation in these MODES to prevent
DNB and core damage.
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The decay heat production rate is much lower than the full power heat
rate. As such, the forced circulation flow and heat sink requirements are
reduced for lower, noncritical MODES as indicated by the LCOs for
MODES 3, 4, and 5.

Operation in other MODES is covered by:

LCO 3.4.5,
LCO 3.4.6,
LCO 3.4.7,
LCO 3.4.8,
LCO 3.9.4,

LCO 3.9.5,

"RCS Loops - MODE 3,"
"RCS Loops - MODE 4,"
"RCS Loops - MODE 5, Loops Filled,"
"RCS Loops - MODE 5, Loops Not Filled,"
"Residual Heat Removal (RHR) and Coolant Circulation -
High Water Level" (MODE 6), and
"Residual Heat Removal (RHR) and Coolant Circulation -
Low Water Level" (MODE 6).

ACTIONS A.I

If the requirements of the LCO are not met, the Required Action is to reduce
power and bring the plant to MODE 3. This lowers power level and thus
reduces the core heat removal needs and minimizes the possibility of
violating DNB limits.

The Completion Time of 6 hours is reasonable, based on operating
experience, to reach MODE 3 from full power conditions in an orderly
manner and without challenging safety systems.

SURVEILLANCE SR 3.4.4.1
REQUIREMENTS

This SR requires verification every 12 hours that each RCS loop is in
operation. Verification includes flow rate, temperature, or pump status
monitoring, which help ensure that forced flow is providing heat removal
while maintaining the margin to DNB. The Frequency of 12 hours is
sufficient considering other indications and alarms available to the operator
in the control room to monitor RCS loop performance.

REFERENCES 1. UFSAR, Section 14.
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B 3.4.5 RCS Loops - MODE 3

BASES

BACKGROUND In MODE 3, the primary function of the reactor coolant is removal of decay
heat and transfer of this heat, via the steam generator (SG), to the
secondary plant fluid. The secondary function of the reactor coolant is to act
as a carrier for soluble neutron poison, boric acid.

The reactor coolant is circulated through four RCS loops, connected in
parallel to the reactor vessel, each containing an SG, a reactor coolant pump
(RCP), and appropriate flow, pressure, and temperature instrumentation for
control, protection, and indication. The reactor vessel contains the clad fuel.
The SGs provide the heat sink. The RCPs circulate the water through the
reactor vessel and SGs at a sufficient rate to ensure proper heat transfer
and prevent fuel damage.

In MODE 3, RCPs are used to provide forced circulation for heat removal
during heatup and cooldown. The MODE 3 decay heat removal
requirements are low enough that a single RCS loop with one RCP running
is sufficient to remove core decay heat. However, two RCS loops are
required to be OPERABLE to ensure redundant capability for decay heat
removal.

APPLICABLE Whenever the reactor trip breakers (RTBs) are in the closed position and the
SAFETY control rod drive mechanisms (CRDMs) are energized, an inadvertent rod
ANALYSES withdrawal from subcritical, resulting in a power excursion, is possible. Such

a transient could be caused by a malfunction of the rod control system.

Therefore, in MODE 3 with the Rod Control System capable of rod
withdrawal, uncontrolled control rod withdrawal from subcritical is postulated
and requires at least two RCS loops to be OPERABLE and in operation to
ensure that the accident analyses limits are met. For those conditions when
the Rod Control System is not capable of rod withdrawal, two RCS loops are
required to be OPERABLE, but only one RCS loop is required to be in
operation to be consistent with MODE 3 accident analyses.

Failure to provide decay heat removal may result in challenges to a fission
product barrier. The RCS loops are part of the primary success path that
functions or actuates to prevent or mitigate a Design Basis Accident or
transient that either assumes the failure of, or presents a challenge to, the
integrity of a fission product barrier.
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RCS Loops - MODE 3 satisfy Criterion 3 of 10 CFR 50.36(c)(2)(ii).

LCO The purpose of this LCO is to require that at least two RCS loops be
OPERABLE. In MODE 3 with the Rod Control System capable of rod
withdrawal, two RCS loops must be in operation. Two RCS loops are
required to be in operation in MODE 3 with the Rod Control System capable
of rod withdrawal due to the postulation of a power excursion because of an
inadvertent control rod withdrawal. The required number of RCS loops in
operation ensures that the Safety Limit criteria will be met for all of the
postulated accidents.

When the Rod Control System is not capable of rod withdrawal, only one
RCS loop in operation is necessary to ensure removal of decay heat from
the core and homogenous boron concentration throughout the RCS. An
additional RCS loop is required to be OPERABLE to ensure redundant
forced circulation capability for decay heat removal.

The Note permits all RCPs to be removed from operation for 1 hour per
8 hour period. The purpose of the Note is to perform tests that are designed
to validate various accident analyses values. One of these tests is validation
of the pump coastdown curve used as input to a number of accident
analyses including a loss of flow accident. This test is generally performed
in MODE 3 during the initial startup testing program, and as such should
only be performed once. If, however, changes are made to the RCS that
would cause a change to the flow characteristics of the RCS, the input
values of the coastdown curve must be revalidated by conducting the test
again. Another test performed during the startup testing program is the
validation of rod drop times during cold conditions, both with and without
flow.

The no flow test may be performed in MODE 3,4, or 5 and requires that the
pumps be stopped for a short period of time. The Note permits the stopping
of the pumps in order to perform this test and validate the assumed analysis
values. As with the validation of the pump coastdown curve, this test should
be performed only once unless the flow characteristics of the RCS are
changed. The 1 hour time period specified is adequate to perform the
desired tests, and operating experience has shown that boron stratification is
not a problem during this short period with no forced flow.
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Utilization of the Note is permitted provided the following conditions are met,
along with any other conditions imposed by test or maintenance procedures:

a. No operations are permitted that would dilute the RCS boron
concentration with coolant at boron concentrations less than required
to assure the SDM of LCO 3.1.1, thereby maintaining the margin to
criticality. Boron reduction with coolant at boron concentrations less
than required to assure SDM is maintained is prohibited because a
uniform concentration distribution throughout the RCS cannot be
ensured when in natural circulation. This Note does not prohibit
injection into the RCS of water with a boron concentration that is equal
to or greater than the minimum boron concentration needed to meet
the SDM requirement in LCO 3.1.1 even if the water being injected has
a lower boron concentration than the water already in the RCS.

b. Core outlet temperature is maintained at least 10F below saturation
temperature, so that no vapor bubble may form and possibly cause a
natural circulation flow obstruction.

An OPERABLE RCS loop consists of one OPERABLE RCP and one
OPERABLE SG in accordance with the Steam Generator Tube Surveillance
Program, which has the minimum water level specified in SR 3.4.5.2. An
RCP is OPERABLE if it is capable of being powered and is able to provide
forced flow if required.

APPLICABILITY In MODE 3, this LCO ensures forced circulation of the reactor coolant to
remove decay heat from the core and to provide proper boron mixing. The
most stringent condition of the LCO, that is, two RCS loops OPERABLE and
two RCS loops in operation, applies to MODE 3 with the Rod Control
System capable of rod withdrawal. The least stringent condition, that is, two
RCS loops OPERABLE and one RCS loop in operation, applies to MODE 3
with the Rod Control System not capable of rod withdrawal.

Operation in other MODES is covered by:

LCO 3.4.4,
LCO 3.4.6,
LCO 3.4.7,
LCO 3.4.8,

"RCS Loops - MODES 1 and 2,"
"RCS Loops - MODE 4,"
"RCS Loops - MODE 5, Loops Filled,"
"RCS Loops - MODE 5, Loops Not Filled,"
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LCO 3.9.4, "Residual Heat Removal (RHR) and Coolant Circulation -
High Water Level" (MODE 6), and

LCO 3.9.5, "Residual Heat Removal (RHR) and Coolant Circulation -
Low Water Level" (MODE 6).

ACTIONS A.1

If one required RCS loop is inoperable, redundancy for forced circulation
heat removal is lost. The Required Action is restoration of the required RCS
loop to OPERABLE status within the Completion Time of 72 hours. This
time allowance is a justified period to be without the redundant, nonoperating
loop because a single loop in operation has a heat transfer capability greater
than that needed to remove the decay heat produced in the reactor core and
because of the low probability of a failure in the remaining loop occurring
during this period.

B.1

If restoration for Required Action A. 1 is not possible within 72 hours, the unit
must be brought to MODE 4. In MODE 4, the unit may be placed on the
Residual Heat Removal System. The additional Completion Time of
12 hours is compatible with required operations to achieve cooldown and
depressurization from the existing plant conditions in an orderly manner and
without challenging plant systems.

C.1 and C.2

If only one RCS loop is in operation and the Rod Control System is capable
of rod withdrawal, the Required Action is either: restore the required RCS
loop to operation; or, place the Rod Control System in a condition incapable
of rod withdrawal (e.g., de-energize all CRDMs by opening the RTBs or
de-energizing the motor generator (MG) sets). These actions are necessary
because the analysis of an uncontrolled rod cluster control assembly
withdrawal from a subcritical condition assumes at least two RCPs are in
operation. The Completion Times of 1 hour, to restore the required RCS
loop to operation or defeat the Rod Control System is adequate to perform
these operations in an orderly manner without exposing the unit to risk for an
undue time period.
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D.1. D.2. and D.3

If the two required RCS loops are inoperable or a required RCS loop is not in
operation, except during conditions permitted by the Note in the LCO
section, the Rod Control System must be placed in a condition incapable of
rod withdrawal (e.g., all CRDMs must be de-energized by opening the RTBs
or de-energizing the MG sets). All operations involving introduction of
coolant into the RCS with boron concentration less than required to meet the
minimum SDM of LCO 3.1.1 must be suspended, and action to restore one
of the RCS loops to OPERABLE status and operation must be initiated.
Action D.2 does not prohibit injection into the RCS of water with a boron
concentration that is equal to or greater than the minimum boron
concentration needed to meet the SDM requirement in LCO 3.1.1 even if the
water being injected has a lower boron concentration than the water already
in the RCS.

These actions are necessary because boron dilution requires forced
circulation for proper mixing. With coolant added without forced circulation,
unmixed coolant could be introduced to the core, however coolant added
with boron concentration meeting the minimum SDM maintains acceptable
margin to subcritical operations. The immediate Completion Time reflects
the importance of maintaining operation for forced circulation heat removal.
The action to restore must be continued until one loop is restored to
OPERABLE status and operation.

SURVEILLANCE SR 3.4.5.1
REQUIREMENTS

This SR requires verification every 12 hours that the required loops are in
operation. Verification includes flow rate, temperature, and pump status
monitoring, which ensure that forced flow is maintained. The Frequency of
12 hours is sufficient considering other indications and alarms available to
the operator in the control room to monitor RCS loop performance.

SR 3.4.5.2

SR 3.4.5.2 requires verification of SG OPERABILITY. SG OPERABILITY is
verified by ensuring that the secondary side SG water level is greater than or
equal to 0% narrow range. This acceptance criteria is the minimum
observable level that ensures the SG tubes are covered. Depending on
plant conditions, either wide range or narrow range SG level instruments
may be used to verify this SR is met. Operators may be required to adjust
the indicated level to compensate for the effects of SG temperature. If SG

INDIAN POINT 2 B 3.4.5- 5 Revision 0



RCS Loops - MODE 3
B 3.4.5

BASES
SURVEILLANCE REQUIREMENTS (continued)

level is less than this limit, the tubes may become uncovered and the
associated loop may not be capable of providing the heat sink for removal of
the decay heat. The 12 hour Frequency is considered adequate in view of
other indications available in the control room to alert the operator to a loss
of SG level.

SR 3.4.5.3

Verification that each required RCP is OPERABLE ensures that redundant
forced circulation capability is available for decay heat removal. The
requirement ensures that an additional RCP can be placed in operation, if
needed, to maintain decay heat removal and reactor coolant circulation.
Verification is performed by verifying proper breaker alignment and power
availability to each required RCP. If a pump is in operation, this constitutes
verification of proper breaker alignment and power availability.

This SR is modified by a Note that states the SR is not required to be
performed until 24 hours after a required pump is not in operation.

REFERENCES None.
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B 3.4.6 RCS Loops - MODE 4

BASES

BACKGROUND In MODE 4, the primary function of the reactor coolant is the removal of
decay heat and the transfer of this heat to either the steam generator (SG)
secondary side coolant or the component cooling water via the residual heat
removal (RHR) heat exchangers. The secondary function of the reactor
coolant is to act as a carrier for soluble neutron poison, boric acid.

The reactor coolant is circulated through four RCS loops connected in
parallel to the reactor vessel, each loop containing an SG, a reactor coolant
pump (RCP), and appropriate flow, pressure, and temperature
instrumentation for control, protection, and indication. Each RHR loop
consists of one RHR pump and one RHR heat exchanger as well as
associated piping and valves to transfer heat between the RHR heat
exchanger and the core. Although either RHR heat exchanger may be
credited for either RHR loop, one RHR heat exchanger must be OPERABLE
for each OPERABLE RHR loop. One RCP or one RHR pump circulates the
coolant through the reactor vessel at a sufficient rate to ensure proper heat
transfer and to prevent boric acid stratification.

In MODE 4, either RCPs or RHR loops can be used to provide forced
circulation. The intent of this LCO is to provide forced flow from at least one
RCP or one RHR loop for decay heat removal and transport. The flow
provided by one RCP loop or RHR loop is adequate for decay heat
removal. The other intent of this LCO is to require that two paths be
available to provide redundancy for decay heat removal.

APPLICABLE In MODE 4, RCS circulation is considered in the determination of the time
SAFETY available for mitigation of the accidental boron dilution event. The RCS and
ANALYSES RHR loops provide this circulation.

RCS Loops - MODE 4 satisfies Criterion 4 of 10 CFR 50.36(c)(2)(ii).

LCO The purpose of this LCO is to require that at least two loops be OPERABLE
in MODE 4 and that one of these loops be in operation. The LCO allows the
two loops that are required to be OPERABLE to consist of any combination
of RCS loops and RHR loops. Any one loop in operation provides enough
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flow to remove the decay heat from the core with forced circulation. An
additional loop is required to be OPERABLE to provide redundancy for heat
removal.

Note 1 permits all RCPs and RHR pumps to be removed from operation for
1 hour per 8 hour period. The purpose of the Note is to permit tests that

are designed to validate various accident analyses values. One of the tests
performed during the startup testing program is the validation of rod drop
times during cold conditions, both with and without flow. The no flow test
may be performed in MODE 3, 4, or 5 and requires that the pumps be
stopped for a short period of time. The Note permits the stopping of the
pumps in order to perform this test and validate the assumed analysis
values. If changes are made to the RCS that would cause a change to the
flow characteristics of the RCS, the input values must be revalidated by
conducting the test again. The 1 hour time period is acceptable because
operating experience has shown that boron stratification is not a problem
during this short period with no forced flow.

Utilization of Note 1 is permitted provided the following conditions are met
along with any other conditions imposed by maintenance or test procedures:

a. No operations are permitted that would dilute the RCS boron
concentration with coolant with boron concentrations less than
required to meet SDM of LCO 3.1.1, therefore maintaining the margin
to criticality. Boron reduction with coolant at boron concentrations less
than required to assure SDM is maintained is prohibited because a
uniform concentration distribution throughout the RCS cannot be
ensured when in natural circulation. This Note does not prohibit
injection into the RCS of water with a boron concentration that is equal
to or greater than the minimum boron concentration needed to meet
the SDM requirement in LCO 3.1.1 even if the water being injected has
a lower boron concentration than the water already in the RCS.

b. Core outlet temperature is maintained at least 10OF below saturation
temperature, so that no vapor bubble may form and possibly cause a
natural circulation flow obstruction.

Note 2 requires that the reactor coolant pump starting requirements of
LCO 3.4.12, "Low Temperature Overpressure Protection (LTOP)", must be
met if RCS temperature is less than or equal to the LTOP Applicability
temperature. This restraint is to prevent a low temperature overpressure
event due to a thermal transient when an RCP is started.
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RCS Loops - MODE 4
B 3.4.6

BASES
LCO (continued)

An OPERABLE RCS loop comprises an OPERABLE RCP and an
OPERABLE SG in accordance with the Steam Generator Tube Surveillance
Program, which has the minimum water level specified in SR 3.4.6.2.

An OPERABLE RHR loop consists of one OPERABLE RHR pump and one
OPERABLE RHR heat exchanger as well as associated piping and valves to
transfer heat between the RHR heat exchanger and the core. Although
either RHR heat exchanger may be credited for either RHR loop, one RHR
heat exchanger must be OPERABLE for each OPERABLE RHR loop.

RCPs and RHR pumps are OPERABLE if they are capable of being
powered and are able to provide forced flow if required.

APPLICABILITY In MODE 4, this LCO ensures forced circulation of the reactor coolant to
remove decay heat from the core and to provide proper boron mixing. One
loop of either RCS or RHR provides sufficient circulation for these purposes.
However, two loops consisting of any combination of RCS and RHR loops
are required to be OPERABLE to meet single failure considerations.

Operation in other MODES is covered by:

LCO 3.4.4,
LCO 3.4.5,
LCO 3.4.7,
LCO 3.4.8,
LCO 3.9.4,

LCO 3.9.5,

"RCS Loops - MODES 1 and 2,"
"RCS Loops - MODE 3,"
"RCS Loops - MODE 5, Loops Filled,"
"RCS Loops - MODE 5, Loops Not Filled,"
"Residual Heat Removal (RHR) and Coolant Circulation -
High Water Level" (MODE 6), and
"Residual Heat Removal (RHR) and Coolant Circulation -
Low Water Level" (MODE 6).

ACTIONS A.1

If one required loop is inoperable, redundancy for heat removal is lost.
Action must be initiated to restore a second RCS or RHR loop to
OPERABLE status. The immediate Completion Time reflects the
importance of maintaining the availability of two paths for heat removal.
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RCS Loops - MODE 4
B 3.4.6

BASES
ACTIONS (continued)

A.2

If restoration is not accomplished and an RHR loop is OPERABLE, the unit
must be brought to MODE 5 within 24 hours. Bringing the unit to MODE 5 is
a conservative action with regard to decay heat removal. With only one
RHR loop OPERABLE, redundancy for decay heat removal is lost and, in
the event of a loss of the remaining RHR loop, it would be safer to initiate
that loss from MODE 5 rather than MODE 4. The Completion Time of
24 hours is a reasonable time, based on operating experience, to reach
MODE 5 from MODE 4 in an orderly manner and without challenging plant
systems.

This Required Action is modified by a Note, which indicates that the unit
must be placed in MODE 5 only if a RHR loop is OPERABLE. With no RHR
loop OPERABLE, the unit is in a condition with only limited cooldown
capabilities. Therefore, the actions are to be concentrated on the restoration
of a RHR loop, rather than a cooldown of extended duration.

B.1 and B.2

If two required loops are inoperable or a required loop is not in operation,
except during conditions permitted by Note 1 in the LCO section, all
operations involving introduction of coolant into the RCS with boron
concentration less than required to meet the minimum SDM of LCO 3.1.1
must be suspended and action to restore one RCS or RHR loop to
OPERABLE status and operation must be initiated.

Action B.2 does not prohibit injection into the RCS of water with a boron
concentration that is equal to or greater than the minimum boron
concentration needed to meet the SDM requirement in LCO 3.1.1 even if the
water being injected has a lower boron concentration than the water already
in the RCS. Suspending the introduction of coolant into the RCS of coolant
with boron concentration less than required to meet the minimum SDM of
LCO 3.1.1 is required to assure continued safe operation. When coolant is
added without forced circulation, unmixed coolant could be introduced to the
core, however coolant with boron concentration sufficient to meet minimum
SDM maintains acceptable margin to subcritical operations. The immediate
Completion Times reflect the importance of maintaining operation for decay
heat removal. The action to restore must be continued until one loop is
restored to OPERABLE status and operation.
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RCS Loops - MODE 4
B 3.4.6

BASES

SURVEILLANCE SR 3.4.6.1
REQUIREMENTS

This SR requires verification every 12 hours that the required RCS or RHR
loop is in operation. Verification includes flow rate, temperature, or pump
status monitoring, which ensure that forced flow is providing heat
removal. The Frequency of 12 hours is sufficient considering other
indications and alarms available to the operator in the control room to
monitor RCS and RHR loop performance.

SR 3.4.6.2

SR 3.4.6.2 requires verification of SG OPERABILITY. SG OPERABILITY is
verified by ensuring that the secondary side SG water level is greater than or
equal to 0% narrow range. This acceptance criteria is the minimum
observable level that ensures the SG tubes are covered. Depending on
plant conditions, either wide range or narrow range SG level instruments
may be used to verify this SR is met. Operators may be required to adjust
the indicated level to compensate for the effects of SG temperature. If SG
level is less than this limit, the tubes may become uncovered and the
associated loop may not be capable of providing the heat sink necessary for
removal of decay heat. The 12 hour Frequency is considered adequate in
view of other indications available in the control room to alert the operator to
the loss of SG level.

SR 3.4.6.3

Verification that each required pump is OPERABLE ensures that an
additional RCS or RHR pump can be placed in operation, if needed, to
maintain decay heat removal and reactor coolant circulation. Verification is
performed by verifying proper breaker alignment and power available to
each required pump. Alternatively, verification that a pump is in operation
also verifies proper breaker alignment and power availability. The
Frequency of 7 days is considered reasonable in view of other administrative
controls available and has been shown to be acceptable by operating
experience.

This SR is modified by a Note that states the SR is not required to be
performed until 24 hours after a required pump is not in operation.

REFERENCES None.
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RCS Loops - MODE 5, Loops Filled
B 3.4.7

B 3.4 REACTOR COOLANT SYSTEM (RCS)

B 3.4.7 RCS Loops - MODE 5, Loops Filled

BASES

BACKGROUND In MODE 5 with the RCS loops filled, the primary function of the reactor
coolant is the removal of decay heat and transfer this heat either to the
steam generator (SG) secondary side coolant via natural circulation (Ref. 1)
or the component cooling water via the residual heat removal (RHR) heat
exchangers. While the principal means for decay heat removal is via the
RHR System, the SGs via natural circulation (Ref. 1) are specified as a
backup means for redundancy. Even though the SGs cannot produce steam
in this MODE, they are capable of being a heat sink due to their large
contained volume of secondary water. As long as the SG secondary side
water is at a lower temperature than the reactor coolant, heat transfer will
occur. The rate of heat transfer is directly proportional to the temperature
difference. The secondary function of the reactor coolant is to act as a
carrier for soluble neutron poison, boric acid.

In MODE 5 with RCS loops filled, the reactor coolant is circulated by means
of two RHR loops connected to the RCS, each loop containing an RHR heat
exchanger, an RHR pump, and appropriate flow and temperature
instrumentation for control, protection, and indication. One RHR pump
circulates the water through the RCS at a sufficient rate to prevent boric acid
stratification.

The number of loops in operation can vary to suit the operational needs.
The intent of this LCO is to provide forced flow from at least one RHR loop
for decay heat removal and transport. The flow provided by one RHR loop is
adequate for decay heat removal. The other intent of this LCO is to require
that a second path be available to provide redundancy for heat removal.

The LCO provides for redundant paths of decay heat removal capability.
The first path can be an RHR loop that must be OPERABLE and in
operation. An RHR loop consists of one RHR pump and one RHR heat
exchanger as well as associated piping and valves to transfer heat between
the RHR heat exchanger and the core. Although either RHR heat
exchanger may be credited for either RHR loop, one RHR heat exchanger
must be OPERABLE for each OPERABLE RHR loop.

The second path can be another OPERABLE RHR loop or maintaining two
SGs with secondary side water levels 2 0% narrow range to provide an
alternate method for decay heat removal via natural circulation (Ref. 1).
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RCS Loops - MODE 5, Loops Filled
B 3.4.7

BASES
BACKGROUND (continued)

When using SGs depending on natural circulation as the backup decay heat
removal system in MODE 5, consideration should be given to the potential
need for the following:

(1) the ability to pressurize and control pressure in the RCS;

(2) secondary side water level in the SG relied upon for decay heat
removal,

(3) availability of a supply of feedwater, and

(4) availability of an auxiliary feedwater pump capable of injecting into the
relied-upon SGs (Ref. 1).

During natural circulation, the SGs secondary side water may boil creating
the need to release steam through the atmospheric relief valves or other
openings that may exist during shutdown conditions. Therefore,
consideration should be given to avoiding the potential for pressurization of
the SGs secondary side. It is also important to note that during the decay
heat removal using natural circulation, a MODE change (MODE 5 to
MODE 4) could occur due to heat up of the RCS (Ref. 1).

APPLICABLE In MODE 5, RCS circulation is considered in the determination of the time
SAFETY available for mitigation of the accidental boron dilution event. The RHR
ANALYSES loops provide this circulation.

RCS Loops - MODE 5 (Loops Filled) satisfies Criterion 4 of
10 CFR 50.36(c)(2)(ii).

LCO The purpose of this LCO is to require that at least one of the RHR loops be
OPERABLE and in operation with an additional RHR loop OPERABLE or
two SGs with secondary side water level 2 0% narrow range. One RHR loop
provides sufficient forced circulation to perform the safety functions of the
reactor coolant under these conditions. An additional RHR loop is required
to be OPERABLE to meet single failure considerations. However, if the
standby RHR loop is not OPERABLE, an acceptable alternate method is two
SGs with their secondary side water levels 2 0% narrow range. Should the
operating RHR loop fail, the SGs could be used to remove the decay heat
via natural circulation.
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RCS Loops - MODE 5, Loops Filled
B 3.4.7

BASES
LCO (continued)

Note 1 permits all RHR pumps to be removed from operation for < 1 hour per
8 hour period. The purpose of the Note is to permit tests designed to
validate various accident analyses values. One of the tests performed
during the startup testing program is the validation of rod drop times during
cold conditions, both with and without flow. The no flow test may be
performed in MODE 3, 4, or 5 and requires that the pumps be stopped for a
short period of time. The Note permits stopping of the pumps in order to
perform this test and validate the assumed analysis values. If changes are
made to the RCS that would cause a change to the flow characteristics of
the RCS, the input values must be revalidated by conducting the test again.
The 1 hour time period is acceptable because operating experience has
shown that boron stratification is not likely during this short period with no
forced flow.

Utilization of Note 1 is permitted provided the following conditions are met,
along with any other conditions imposed by test or maintenance procedures:

a. No operations are permitted that would dilute the RCS boron
concentration with coolant with boron concentrations less than
required to meet SDM of LCO 3.1.1, therefore maintaining the margin
to criticality. Boron reduction with coolant at boron concentrations less
than required to assure SDM is maintained is prohibited because a
uniform concentration distribution throughout the RCS cannot be
ensured when in natural circulation. This Note does not prohibit
injection into the RCS of water with a boron concentration that is equal
to or greater than the minimum boron concentration needed to meet
the SDM requirement in LCO 3.1.1 even if the water being injected has
a lower boron concentration than the water already in the RCS.

b. Core outlet temperature is maintained at least 100F below saturation
temperature, so that no vapor bubble may form and possibly cause a
natural circulation flow obstruction.

Note 2 allows one RHR loop to be inoperable for a period of up to 2 hours,
provided that the other RHR loop is OPERABLE and in operation. This
permits periodic surveillance tests to be performed on the inoperable loop
during the only time when such testing is safe and possible.

Note 3 requires that the reactor coolant pump starting requirements of
LCO 3.4.12, Low Temperature Overpressure Protection (LTOP)," be met if
RCS temperature is less than or equal to the LTOP Applicability temperature
specified in LCO 3.4.12. This restriction is to prevent a low temperature
overpressure event due to a thermal transient when an RCP is started.

INDIAN POINT 2 B 3.4.7 - 3 Revision 0



RCS Loops - MODE 5, Loops Filled
B 3.4.7

BASES
LCO (continued)

Note 4 provides for an orderly transition from MODE 5 to MODE 4 during a
planned heatup by permitting removal of RHR loops from operation when at
least one RCS loop is in operation. This Note provides for the transition to
MODE 4 where an RCS loop is permitted to be in operation and replaces the
RCS circulation function provided by the RHR loops.

RHR pumps are OPERABLE if they are capable of being powered and are
able to provide flow if required. An OPERABLE SG can perform as a heat
sink via natural circulation when it has an adequate water level and is
OPERABLE in accordance with the Steam Generator Tube Surveillance
Program.

If the SGs being credited as the redundant method of decay heat removal
depend on natural circulation (Ref. 1) for decay heat removal, the SGs are
considered OPERABLE only if:

a. RCS loop and reactor pressure vessel filling and venting are complete;
or,

b. RCS pressure has been maintained > 100 psig since the RCP
associated with the SG has been operated (which ensures that the SG
tubes are filled) or since the loop has been filled and vented.

APPLICABILITY In MODE 5 with RCS loops filled, this LCO requires forced circulation of the
reactor coolant to remove decay heat from the core and to provide proper
boron mixing. One loop of RHR provides sufficient circulation for these
purposes. However, one additional RHR loop is required to be OPERABLE,
or the secondary side water level of at least two SGs is required to be 2 0%
narrow range.

Operation in other MODES is covered by:

LCO 3.4.4,
LCO 3.4.5,
LCO 3.4.6,
LCO 3.4.8,
LCO 3.9.4,

LCO 3.9.5,

"RCS Loops - MODES 1 and 2;"
"RCS Loops - MODE 3;"
"RCS Loops - MODE 4;"
"RCS Loops - MODE 5, Loops Not Filled;"
"Residual Heat Removal (RHR) and Coolant Circulation -
High Water Level" (MODE 6), and
"Residual Heat Removal (RHR) and Coolant Circulation -
Low Water Level" (MODE 6).
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RCS Loops - MODE 5, Loops Filled
B 3.4.7

BASES

ACTIONS A.1. A.2, B.1 and B.2

If one RHR loop is OPERABLE and the required SGs have secondary side
water levels < 0% narrow range, redundancy for heat removal is lost. Action
must be initiated immediately to restore a second RHR loop to OPERABLE
status or to restore the secondary side water levels to within limits for the
required SGs. Either Required Action will restore redundant heat removal
paths. The immediate Completion Time reflects the importance of
maintaining the availability of two paths for heat removal.

C.1 and C.2

If a required RHR loop is not in operation, except during conditions permitted
by Note 1, or if no required loop is OPERABLE, all operations involving
introduction of coolant into the RCS with boron concentration less than
required to meet the minimum SDM of LCO 3.1.1 must be suspended and
action to restore one RHR loop to OPERABLE status and operation must be
initiated.

Action C.1 does not prohibit injection into the RCS of water with a boron
concentration that is equal to or greater than the minimum boron
concentration needed to meet the SDM requirement in LCO 3.1.1 even if the
water being injected has a lower boron concentration than the water already
in the RCS. Suspending the introduction of coolant into the RCS of coolant
with boron concentration less than required to meet the minimum SDM of
LCO 3.1.1 is required to assure continued safe operation. With coolant
added without forced circulation, unmixed coolant could be introduced to the
core, however coolant added with boron concentration meeting the minimum
SDM maintains acceptable margin to subcritical operations. The immediate
Completion Times reflect the importance of maintaining operation for heat
removal.

SURVEILLANCE SR 3.4.7.1
REQUIREMENTS

This SR requires verification every 12 hours that the required loop is in
operation. Verification includes flow rate, temperature, or pump status
monitoring, which ensures that forced flow is maintained. The Frequency of
12 hours is sufficient considering other indications and alarms available to
the operator in the control room to monitor RHR loop performance.
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B 3.4.7

BASES
SURVEILLANCE REQUIREMENTS (continued)

SR 3.4.7.2

Verifying that at least two SGs are OPERABLE by ensuring their secondary
side SG water level is greater than or equal to 0% narrow range. This
acceptance criteria is the minimum level that ensures the SG tubes are
covered. Depending on plant conditions, either wide range or narrow range
SG level instruments may be used to verify this SR is met. Operators may
be required to adjust the indicated level to compensate for the effects of SG
temperature. SG level above this limit ensures an alternate decay heat
removal method via natural circulation in the event that the second RHR
loop is not OPERABLE. If both RHR loops are OPERABLE, this
Surveillance is not needed. The 12 hour Frequency is considered adequate
in view of other indications available in the control room to alert the operator
to the loss of SG level.

SR 3.4.7.3

Verification that each required RHR pump is OPERABLE ensures that an
additional pump can be placed in operation, if needed, to maintain decay
heat removal and reactor coolant circulation. Verification is performed by
verifying proper breaker alignment and power available to each required
RHR pump. Alternatively, verification that a pump is in operation also
verifies proper breaker alignment and power availability. If secondary side
water level is above the minimum level required by SR 3.4.7.2 in at least two
SGs, this Surveillance is not needed. The Frequency of 7 days is
considered reasonable in view of other administrative controls available and
has been shown to be acceptable by operating experience.

This SR is modified by a Note that states the SR is not required to be
performed until 24 hours after a required pump is not in operation.

REFERENCES 1. NRC Information Notice 95-35, "Degraded Ability of Steam
Generators to Remove Decay Heat by Natural Circulation."
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B 3.4.8

B 3.4 REACTOR COOLANT SYSTEM (RCS)

B 3.4.8 RCS Loops - MODE 5, Loops Not Filled

BASES

BACKGROUND In MODE 5 with the RCS loops not filled, the primary function of the reactor
coolant is the removal of decay heat generated in the fuel, and the transfer
of this heat to the component cooling water via the residual heat removal
(RHR) heat exchangers. The steam generators (SGs) are not available as a
heat sink when the loops are not filled. The secondary function of the
reactor coolant is to act as a carrier for the soluble neutron poison, boric
acid.

In MODE 5 with loops not filled, only RHR pumps can be used for coolant
circulation. The number of pumps in operation can vary to suit the
operational needs. The intent of this LCO is to provide forced flow from at
least one RHR pump for decay heat removal and transport and to require
that two loops be available to provide redundancy for heat removal.

An RHR loop consists of one RHR pump and one RHR heat exchanger as
well as associated piping and valves to transfer heat between the RHR heat
exchanger and the core. Although either RHR heat exchanger may be
credited for either RHR loop, one RHR heat exchanger must be OPERABLE
for each OPERABLE RHR loop.

APPLICABLE In MODE 5, RCS circulation is considered in the determination of the time
SAFETY available for mitigation of the accidental boron dilution event. The RHR
ANALYSES loops provide this circulation. The flow provided by one RHR loop is

adequate for heat removal and for boron mixing.

RCS loops in MODE 5 (loops not filled) satisfies Criterion 4 of
10 CFR 50.36(c)(2)(ii).

LCO The purpose of this LCO is to require that at least two RHR loops be
OPERABLE and one of these loops be in operation. An OPERABLE loop is
one that has the capability of transferring heat from the reactor coolant at a
controlled rate. Heat cannot be removed via the RHR System unless forced
flow is used. A minimum of one running RHR pump meets the
LCO requirement for one loop in operation. An additional RHR loop is
required to be OPERABLE to meet redundancy considerations.
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B 3.4.8

BASES
LCO (continued)

Note 1 permits all RHR pumps to be removed from operation for
< 15 minutes when switching from one loop to another. The circumstances
for stopping both RHR pumps are to be limited to situations when the outage
time is short and core outlet temperature is maintained > 10OF below
saturation temperature. The Note prohibits boron dilution with coolant at
boron concentrations less than required to assure SDM of LCO 3.1.1 is
maintained or draining operations when RHR forced flow is stopped. This
Note does not prohibit injection into the RCS of water with a boron
concentration that is equal to or greater than the minimum boron
concentration needed to meet the SDM requirement in LCO 3.1.1 even if the
water being injected has a lower boron concentration than the water already
in the RCS.

Note 2 allows one RHR loop to be inoperable for a period of 2 hours,
provided that the other loop is OPERABLE and in operation. This permits
periodic surveillance tests to be performed on the inoperable loop during the
only time when these tests are safe and possible.

An OPERABLE RHR loop is comprised of an OPERABLE RHR pump
capable of providing forced flow to an OPERABLE RHR heat exchanger.
RHR pumps are OPERABLE if they are capable of being powered and are
able to provide flow if required.

APPLICABILITY In MODE 5 with loops not filled, this LCO requires core heat removal and
coolant circulation by the RHR System.

Operation in other MODES is covered by:

LCO 3.4.4,
LCO 3.4.5,
LCO 3.4.6,
LCO 3.4.7,
LCO 3.9.4,

LCO 3.9.5,

"RCS Loops - MODES 1 and 2,"
"RCS Loops - MODE 3,"
"RCS Loops - MODE 4,"
"RCS Loops - MODE 5, Loops Filled,"
"Residual Heat Removal (RHR) and Coolant Circulation -
High Water Level" (MODE 6), and
"Residual Heat Removal (RHR) and Coolant Circulation -
Low Water Level" (MODE 6).
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RCS Loops - MODE 5, Loops Not Filled
B 3.4.8

BASES

ACTIONS A.1

If one required RHR loop is inoperable, redundancy for RHR is lost. Action
must be initiated to restore a second loop to OPERABLE status. The
immediate Completion Time reflects the importance of maintaining the
availability of two paths for heat removal.

B.1 and B.2

If no required RHR loop is OPERABLE or the required loop is not in
operation, except during conditions permitted by Note 1, all operations
involving introduction into the RCS of coolant with boron concentration less
than required to meet the minimum SDM of LCO 3.1.1 must be suspended
and action must be initiated immediately to restore an RHR loop to
OPERABLE status and operation.

Action B.1 does not prohibit injection into the RCS of water with a boron
concentration that is equal to or greater than the minimum boron
concentration needed to meet the SDM requirement in LCO 3.1.1 even if the
water being injected has a lower boron concentration than the water already
in the RCS. Suspending the introduction of coolant into the RCS of coolant
with boron concentration less than required to meet the minimum SDM of
LCO 3.1.1 is required to assure continued safe operation. With coolant
added without forced circulation, unmixed coolant could be introduced to the
core, however coolant added with boron concentration meeting the minimum
SDM maintains acceptable margin to subcritical operations. The immediate
Completion Time reflects the importance of maintaining operation for heat
removal. The action to restore must continue until one loop is restored to
OPERABLE status and operation.

SURVEILLANCE SR 3.4.8.1
REQUIREMENTS

This SR requires verification every 12 hours that the required loop is in
operation. Verification includes flow rate, temperature, or pump status
monitoring, which ensure that forced flow is providing heat removal. The
Frequency of 12 hours is sufficient considering other indications and alarms
available to the operator in the control room to monitor RHR loop
performance.

INDIAN POINT 2 B 3.4.8 - 3 Revision 0



RCS Loops - MODE 5, Loops Not Filled
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BASES
SURVEILLANCE REQUIREMENTS (continued)

SR 3.4.8.2

Verification that each required pump is OPERABLE ensures that an
additional pump can be placed in operation, if needed, to maintain decay
heat removal and reactor coolant circulation. Verification is performed by
verifying proper breaker alignment and power available to each required
pump. Alternatively, verification that a pump is in operation also verifies
proper breaker alignment and power availability. The Frequency of 7 days is
considered reasonable in view of other administrative controls available and
has been shown to be acceptable by operating experience.

This SR is modified by a Note that states the SR is not required to be
performed until 24 hours after a required pump is not in operation.

REFERENCES None.
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B 3.4.9

B 3.4 REACTOR COOLANT SYSTEM (RCS)

B 3.4.9 Pressurizer

BASES

BACKGROUND The pressurizer provides a point in the RCS where liquid and vapor are
maintained in equilibrium under saturated conditions for pressure control
purposes to prevent bulk boiling in the remainder of the RCS. Key functions
include maintaining required primary system pressure during steady state
operation, and limiting the pressure changes caused by reactor coolant
thermal expansion and contraction during normal load transients.

The pressure control components addressed by this LCO include the
pressurizer water level, the required heaters, and their controls and
emergency power supplies. Pressurizer safety valves and pressurizer
power operated relief valves are addressed by LCO 3.4.10, "Pressurizer
Safety Valves," and LCO 3.4.11, "Pressurizer Power Operated Relief Valves
(PORVs)," respectively.

The intent of the LCO is to ensure that a steam bubble exists in the
pressurizer prior to power operation to minimize the consequences of
potential overpressure transients. The presence of a steam bubble is
consistent with analytical assumptions. Relatively small amounts of
noncondensible gases can inhibit the condensation heat transfer between
the pressurizer spray and the steam, and diminish the spray effectiveness
for pressure control.

Electrical immersion heaters, located in the lower section of the pressurizer
vessel, keep the water in the pressurizer at saturation temperature and
maintain a constant operating pressure. A minimum required available
capacity of pressurizer heaters ensures that the RCS pressure can be
maintained. The capability to maintain and control system pressure is
important for maintaining subcooled conditions in the RCS and ensuring the
capability to remove core decay heat by either forced or natural circulation of
reactor coolant. Unless adequate heater capacity is available, the hot, high
pressure condition cannot be maintained indefinitely and still provide the
required subcooling margin in the primary system. Inability to control the
system pressure and maintain subcooling under conditions of natural
circulation flow in the primary system could lead to a loss of single phase
natural circulation and decreased capability to remove core decay heat.
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BASES
BACKGROUND (continued)

Pressurizer heaters are powered from either the offsite source or the
diesel generators (DGs) through the four 480 V vital buses as follows:

Safeguards Power Train 5A supports heater group 23 (485 kW);

Safeguards Power Train 6A supports heater group 24 (277 kW); and

Safeguards Power Train 2A/3A supports both:
heater group 21 from Bus 3A (554 kW); and
heater group 22 from Bus 2A (485 kV).

APPLICABLE
SAFETY
ANALYSES

In MODES 1, 2, and 3, the LCO requirement for a steam bubble is reflected
implicitly in the accident analyses. For events that result in pressurizer
insurge (e.g., loss of normal feedwater and the loss of load/turbine trip), the
analyses assume that the limiting nominal value for the highest initial
pressurizer level is 60.6%. This is an analytical limit and does not include an
allowance for instrument error. For other events, the nominal value of
pressurizer level is assumed because the pressurizer level is automatically
controlled and the effect of initial pressurizer level on PCT is small (Ref. 1).
Safety analyses performed for lower MODES are not limiting. All analyses
performed from a critical reactor condition assume the existence of a steam
bubble and saturated conditions in the pressurizer. In making this
assumption, the analyses neglect the small fraction of noncondensible gases
normally present.

Safety analyses presented in the UFSAR (Ref. 1) do not take credit for
pressurizer heater operation; however, an implicit initial condition
assumption of the safety analyses is that the RCS is operating at normal
pressure.

The maximum pressurizer water level limit, which ensures that a steam
bubble exists in the pressurizer, satisfies Criterion 2 of
10 CFR 50.36(c)(2)(ii). Although the heaters are not specifically used in
accident analysis, the need to maintain subcooling in the long term during
loss of offsite power, as indicated in NUREG-0737 (Ref. 2), is the reason for
providing an LCO.

LCO The LCO requires the pressurizer to be OPERABLE with the actual water
level less than or equal to 60.6%. This maximum pressurizer level of 60.6%
is the nominal level that is used as the analytical limit for the initial condition
in the accident analysis. Pressurizer level indications in the control room are
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averaged to come up with a value for comparison to the limit. An additional
margin of approximately 5%, should be allowed for instrument error (i.e., the
indicated level should not exceed 55.6%).

Limiting the LCO maximum operating water level preserves the steam space
for pressure control. The LCO has been established to ensure the capability
to establish and maintain pressure control for steady state operation and to
minimize the consequences of potential overpressure transients. Requiring
the presence of a steam bubble is also consistent with analytical
assumptions.

The LCO requires two groups of OPERABLE pressurizer heaters, each with
a capacity 2 150 kW. Each of the two groups of pressurizer heaters must be
powered from a different DG to ensure that the minimum required capacity
of 150 kW can be energized during a loss of offsite power condition
assuming the failure of a single DG. The minimum heater capacity required
is sufficient to maintain the RCS near normal operating pressure when
accounting for heat losses through the pressurizer insulation. By
maintaining the pressure near the operating conditions, a wide margin to
subcooling can be obtained in the loops. The value of 150 kW has been
demonstrated to be adequate to maintain RCS pressures control.

APPLICABILITY The need for pressure control is most pertinent when core heat can cause
the greatest effect on RCS temperature, resulting in the greatest effect on
pressurizer level and RCS pressure control. Thus, applicability has been
designated for MODES 1 and 2. The applicability is also provided for
MODE 3. The purpose is to prevent solid water RCS operation during
heatup and cooldown to avoid rapid pressure rises caused by normal
operational perturbation, such as reactor coolant pump startup.

In MODES 1, 2, and 3, there is need to maintain the availability of
pressurizer heaters, capable of being powered from an emergency power
supply. In the event of a loss of offsite power, the initial conditions of these
MODES give the greatest demand for maintaining the RCS in a hot
pressurized condition with loop subcooling for an extended period. For
MODE 4, 5, or 6, it is not necessary to control pressure (by heaters) to
ensure loop subcooling for heat transfer when the Residual Heat Removal
(RHR) System is in service, and therefore, the LCO is not applicable.
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ACTIONS A.1. A.2, A.3, and A.4

Pressurizer water level control malfunctions or other plant evolutions may
result in a pressurizer water level above the nominal upper limit, even with
the plant at steady state conditions. If the pressurizer water level is not
within the limit, action must be taken to bring the plant to a MODE in which
the LCO does not apply. To achieve this status, within 6 hours the unit must
be brought to MODE 3 with all rods fully inserted and incapable of
withdrawal. Additionally, the unit must be brought to MODE 4 within
12 hours. This takes the unit out of the applicable MODES.

The allowed Completion Times are reasonable, based on operating
experience, to reach the required plant conditions from full power conditions
in an orderly manner and without challenging plant systems.

B.1

If one required group of pressurizer heaters is inoperable, restoration is
required within 72 hours. The Completion Time of 72 hours is reasonable
considering that the redundant heater group is still available and the low
probability of an event during this period. Pressure control may be
maintained during this time using the remaining heaters.

C.1 and C.2

If one group of pressurizer heaters are inoperable and cannot be restored in
the allowed Completion Time of Required Action B.1, the plant must be
brought to a MODE in which the LCO does not apply. To achieve this
status, the plant must be brought to MODE 3 within 6 hours and to MODE 4
within 12 hours. The allowed Completion Times are reasonable, based on
operating experience, to reach the required plant conditions from full power
conditions in an orderly manner and without challenging plant systems.

SURVEILLANCE SR 3.4.9.1
REQUIREMENTS

This SR requires that during steady state operation, pressurizer level is
maintained below the nominal upper limit to provide a minimum space for a
steam bubble. The LCO requires that the actual pressurizer water level less
than or equal to 60.6%. Pressurizer level indications in the control room are
averaged to come up with a value for comparison to the limit. An additional
margin of approximately 5%, should be allowed for instrument error (i.e., the
indicated level should not exceed 55.6%). The Frequency of 12 hours
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has been shown by operating practice to be sufficient to regularly assess
level for any deviation and verify that operation is within safety analyses
assumption of ensuring that a steam bubble exists in the pressurizer.
Alarms are also available for early detection of abnormal level indications.

SR 3.4.9.2

The SR is satisfied when the power supplies are demonstrated to be
capable of producing the minimum power and the associated pressurizer
heaters are verified to be at their design rating. This may be done
separately by testing the power supply output which is performed by
surveillance tests required by LCO 3.8.1, "AC Sources - Operating," and by
performing an electrical check on heater element continuity and resistance.
The Frequency of 24 months is considered adequate to detect heater
degradation and has been shown by operating experience to be acceptable.

REFERENCES 1. UFSAR, Section 14.

2. NUREG-0737, November 1980.
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B 3.4 REACTOR COOLANT SYSTEM (RCS)

B 3.4.10 Pressurizer Safety Valves

BASES

BACKGROUND The pressurizer safety valves, in conjunction with the Reactor Protection
System, provide overpressure protection for the RCS. The pressurizer
safety valves are totally enclosed pop type, spring loaded, self-actuated
valves with backpressure compensation. The safety valves are designed to
prevent the system pressure from exceeding the system Safety Limit (SL),
2735 psig, which is 110% of the design pressure.

Because the safety valves are totally enclosed and self actuating, they are
considered independent components. The relief capacity for each valve,
408,000 b/hr, is based on postulated overpressure transient conditions
resulting from a complete loss of steam flow to the turbine without a direct
reactor trip or any other control, except that the safety valves on the
secondary plant are assumed to open when the steam pressure reaches the
secondary plant safety valve setting. This event results in the maximum
surge rate into the pressurizer, which specifies the minimum relief capacity
for the safety valves. The discharge flow from the pressurizer safety valves
is directed to the pressurizer relief tank. This discharge flow is indicated by
an increase in temperature downstream of the pressurizer safety valves;
actuation of acoustic monitors; or, an increase in the pressurizer relief tank
temperature or level.

Overpressure protection is required in MODES 1, 2, 3, 4, and 5; however, in
MODE 4, with one or more RCS cold leg temperatures less than or equal to
Low Temperature Overpressure Protection (LTOP) Applicability temperature
specified in LCO 3.4.12, and MODE 5 and MODE 6 with the reactor vessel
head on, overpressure protection is provided by operating procedures and
by meeting the requirements of LCO 3.4.12, "Low Temperature
Overpressure Protection (LTOP) System."

The upper and lower pressure limits are based on the ± 1% tolerance
requirement (Ref. 1) for lifting pressures above 1000 psig. The lift setting is
for the ambient conditions associated with MODES 1, 2, and 3. This
requires either that the valves be set hot or that a correlation between hot
and cold settings be established.
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The pressurizer safety valves are part of the primary success path and
mitigate the effects of postulated accidents. OPERABILITY of the safety
valves ensures that the RCS pressure will be limited to 110% of design
pressure. The consequences of exceeding the American Society of
Mechanical Engineers (ASME) pressure limit (Ref. 1) could include damage
to RCS components, increased leakage, or a requirement to perform
additional stress analyses prior to resumption of reactor operation.

APPLICABLE
SAFETY
ANALYSES

All accident and safety analyses in the UFSAR (Ref. 2) that require safety
valve actuation assume operation of three pressurizer safety valves to limit
increases in RCS pressure. Single failure tolerance is not required for
spring-loaded safety valves designed in accordance with ASME Boiler and
Pressure Vessel Code. The overpressure protection analysis (Ref. 3) is also
based on operation of three safety valves. Accidents that could result in
overpressurization if not properly terminated include:

a. Uncontrolled rod withdrawal from full power,

b. Loss of reactor coolant flow,

c. Loss of external electrical load,

d. Loss of normal feedwater,

e. Loss of all AC power to station auxiliaries, and

f. Locked rotor.

Detailed analyses of the above transients are contained in Reference 2.
Safety valve actuation may be required in events above to limit the pressure
increase. Compliance with this LCO is consistent with the design bases and
accident analyses assumptions.

Pressurizer safety valves satisfy Criterion 3 of 10 CFR 50.36(c)(2)(ii).

LCO The three pressurizer safety valves are set to open at the RCS design
pressure (2500 psia), and within the ASME specified tolerance, to avoid
exceeding the maximum design pressure SL, to maintain accident analyses
assumptions, and to comply with ASME requirements. The upper and lower
pressure tolerance limits are based on the ± 1% tolerance requirements
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(Ref. 1) for lifting pressures above 1000 psig. The limit protected by this
Specification is the reactor coolant pressure boundary (RCPB) SL of 110%
of design pressure. Inoperability of one or more valves could result in
exceeding the SL if a transient were to occur. The consequences of
exceeding the ASME pressure limit could include damage to one or more
RCS components, increased leakage, or additional stress analysis being
required prior to resumption of reactor operation.

APPLICABILITY In MODES 1, 2, and 3, and portions of MODE 4 above the LTOP
Applicability temperature, OPERABILITY of three valves is required because
the combined capacity is required to keep reactor coolant pressure below
110% of its design value during certain accidents. MODE 3 and portions of
MODE 4 are conservatively included, although the listed accidents may not
require the safety valves for protection.

The LCO is not applicable in MODE 4 when any RCS cold leg temperatures
are less than or equal to Low Temperature Overpressure Protection (LTOP)
Applicability temperature specified in LCO 3.4.12, or in MODE 5 because
LTOP is provided. Overpressure protection is not required in MODE 6 with
reactor vessel head removed.

The Note allows entry into MODES 3 and 4 with the lift settings outside the
LCO limits. This permits testing and examination of the safety valves at high
pressure and temperature near their normal operating range, but only after
the valves have had a preliminary cold setting. The cold setting gives
assurance that the valves are OPERABLE near their design condition. Only
one valve at a time will be removed from service for testing. The 54 hour
exception is based on 18 hour outage time for each of the three valves. The
18 hour period is derived from industry operating experience that hot testing
can be performed in this timeframe.

ACTIONS A.1

With one pressurizer safety valve inoperable, restoration must take place
within 15 minutes. The Completion Time of 15 minutes reflects the
importance of maintaining the RCS overpressure protection. An inoperable
safety valve coincident with an RCS overpressure event could challenge the
integrity of the pressure boundary.
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B.1 and B.2

If the Required Action of A.1 cannot be met within the required Completion
Time or if two or more pressurizer safety valves are inoperable, the plant
must be brought to a MODE in which the requirement does not apply. To
achieve this status, the plant must be brought to at least MODE 3 within
6 hours and to MODE 4 with any RCS cold leg temperatures Low
Temperature Overpressure Protection (LTOP) Applicability temperature
specified in LCO 3.4.12 within 24 hours. The allowed Completion Times are
reasonable, based on operating experience, to reach the required plant
conditions from full power conditions in an orderly manner and without
challenging plant systems. With any RCS cold leg temperatures at or below
the Low Temperature Overpressure (LTOP) Applicability temperature
specified in LCO 3.4.12, overpressure protection is provided by the LTOP
System. The change from MODE 1, 2, or 3 to MODE 4 reduces the RCS
energy (core power and pressure), lowers the potential for large pressurizer
insurges, and thereby removes the need for overpressure protection by
three pressurizer safety valves.

SURVEILLANCE SR 3.4.10.1
REQUIREMENTS

SRs are specified in the Inservice Testing Program. Pressurizer safety
valves are to be tested in accordance with the requirements of Section XI of
the ASME Code (Ref. 4), which provides the activities and Frequencies
necessary to satisfy the SRs. No additional requirements are specified.

REFERENCES 1. ASME, Boiler and Pressure Vessel Code, Section IlIl.

2. UFSAR, Chapter 14.1.

3. WCAP-7769, Rev. 1, June 1972.

4. ASME, Boiler and Pressure Vessel Code, Section XI.
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B 3.4 REACTOR COOLANT SYSTEM (RCS)

B 3.4.11 Pressurizer Power Operated Relief Valves (PORVs)

BASES

BACKGROUND The pressurizer is equipped with two types of devices for pressure relief:
pressurizer safety valves and PORVs. The PORVs are air (i.e., nitrogen)
operated valves that are controlled to open at a specific set pressure when
the pressurizer pressure increases and close when the pressurizer pressure
decreases. The PORVs may also be manually operated from the control
room.

Block valves, which may be open or closed, are located between the
pressurizer and the PORVs. The block valves are used to isolate the
PORVs in case of excessive leakage or a stuck open PORV. Block valve
closure is accomplished manually using controls in the control room. A
stuck open PORV is, in effect, a small break loss of coolant accident
(LOCA). As such, block valve closure terminates the RCS depressurization
and coolant inventory loss.

The PORVs and their associated block valves may be used by plant
operators to depressurize the RCS to recover from certain transients if
normal pressurizer spray is not available. Additionally, the series
arrangement of the PORVs and their block valves permit performance of
surveillances on the valves during power operation.

The PORVs may also be used for feed and bleed core cooling in the case of
multiple equipment failure events that are not within the design basis, such
as a total loss of feedwater.

The PORVs, their block valves, and their controls are powered from the vital
buses that normally receive power from offsite power sources, but are also
capable of being powered from emergency power sources in the event of a
loss of offsite power. Two PORVs and their associated block valves are
powered from two separate safety trains (Ref. 1).

The plant has two PORVs, each having a design capacity of 179,000 lb/hr at
2335 psig. The functional design of the PORVs is based on maintaining
pressure below the Pressurizer Pressure - High reactor trip setpoint
following a step reduction of 50% of full load with steam dump. In addition,
the PORVs minimize challenges to the pressurizer safety valves and are
used for low temperature overpressure protection (LTOP). See LCO 3.4.12,
"Low Temperature Overpressure Protection (LTOP) System."
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The safety function of the two PORVs and their associated block valves is to
provide the following functions: a single failure proof method of manually
venting the RCS via the pressurizer which may be needed to respond to a
SGTR event; and, a single failure proof method of isolating that vent path
which may be needed to respond to a stuck open PORV.

The PORVs and block valves also function to minimize challenges to the
pressurizer safety valves. Even when in their role of minimizing challenges
to the pressurizer safety valves, the plant typically operates with the PORV
block valves closed to minimize the consequences of an inadvertent opening
of a PORV. This configuration is acceptable because the block valves
receive an automatic open signal when pressurizer pressure reaches a
preset limit below the pressure at which the PORVs open (Ref. 1). Neither
the PORV function of minimizing challenges to the pressurizer safety valves
or the associated block valve automatic opening on high pressurizer
pressure are required for Technical Specification OPERABILITY.

APPLICABLE
SAFETY
ANALYSES

Plant operators employ the PORVs to depressurize the RCS in response to
certain plant transients if normal pressurizer spray is not available. For the
Steam Generator Tube Rupture (SGTR) event, the safety analysis assumes
that manual operator actions are required to mitigate the event. A loss of
offsite power is assumed to accompany the event, and thus, normal
pressurizer spray is unavailable to reduce RCS pressure. The PORVs are
assumed to be used for RCS depressurization, which is one of the steps
performed to equalize the primary and secondary pressures in order to
terminate the primary to secondary break flow and the radioactive releases
from the affected steam generator.

The PORVs are also modeled in safety analyses for events that result in
increasing RCS pressure for which departure from nucleate boiling ratio
(DNBR) criteria are critical (Ref. 2). By assuming PORV actuation, the
primary pressure remains below the high pressurizer pressure trip setpoint;
thus, the DNBR calculation is more conservative. As such, this actuation is
not required to mitigate these events, and PORV automatic operation is,
therefore, not an assumed safety function.

Pressurizer PORVs satisfy Criterion 3 of 10 CFR 50.36(c)(2)(ii).

LCO The LCO requires the PORVs (PCV-455C and PCV-456) and their
associated block valves (MOV-535 and MOV-536) to be OPERABLE for
manual operation to mitigate the effects associated with an SGTR.
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By maintaining two PORVs and their associated block valves OPERABLE,
the single failure criterion is satisfied. An OPERABLE block valve may be
either open and energized with the capability to be closed, or closed and
energized with the capability to be opened, since the required safety function
is accomplished by manual operation. Isolation of an OPERABLE PORV
does not render that PORV or block valve inoperable provided the ability to
both open and close the valves from the control room remains available with
manual action.

An OPERABLE PORV is required to be capable of manually opening and
closing, and not experiencing excessive seat leakage. Excessive seat
leakage, although not associated with a specific acceptance criteria, exists
when conditions dictate closure of the block valve to limit leakage. Neither
the PORV function of minimizing challenges to the pressurizer safety valves
or the associated block valve automatic open on high pressurizer are
required for Technical Specification OPERABILITY.

Satisfying the LCO helps minimize challenges to fission product barriers.

APPLICABILITY In MODES 1, 2, and 3, the PORV and its block valve are required to be
OPERABLE to limit the potential for a small break LOCA through the flow
path. The most likely cause for a PORV small break LOCA is a result of a
pressure increase transient that causes the PORV to open. Imbalances in
the energy output of the core and heat removal by the secondary system
can cause the RCS pressure to increase to the PORV opening setpoint.
The most rapid increases will occur at the higher operating power and
pressure conditions of MODES 1 and 2. The PORVs are also required to be
OPERABLE in MODES 1, 2, and 3 for manual actuation to mitigate a steam
generator tube rupture event.

Pressure increases are less prominent in MODE 3 because the core input
energy is reduced, but the RCS pressure is high. Therefore, the LCO is
applicable in MODES 1, 2, and 3. The LCO is not applicable in MODES 4,
5, and 6 with the reactor vessel head in place when both pressure and core
energy are decreased and the pressure surges become much less
significant. LCO 3.4.12 addresses the PORV requirements in these
MODES.
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ACTIONS A Note has been added to clarify that all pressurizer PORVs and block
valves are treated as separate entities, each with separate Completion
Times (i.e., the Completion Time is on a component basis).

A.1

PORVs may be inoperable and capable of being manually cycled (e.g.,
excessive seat leakage). In this condition, either the PORVs must be
restored or the flow path isolated within 4 hours. The associated block valve
is required to be closed, but power must be maintained to the associated
block valve, since removal of power would render the block valve inoperable.
This permits operation of the plant until maintenance can be performed on
the PORVs to eliminate the problem condition.

Quick access to the PORV for pressure control can be made when power
remains on the closed block valve. The Completion Time of 4 hours is
based on plant operating experience that has shown that minor problems
can be corrected or closure accomplished in this time period.

B.1. B.2, and B.3

If one PORV is inoperable and not capable of being manually cycled, it must
be either restored, or isolated by closing the associated block valve and
removing the power to the associated block valve. The Completion Times of
4 hours are reasonable, based on challenges to the PORVs during this time
period, and provide the operator adequate time to correct the situation. If
the inoperable valve cannot be restored to OPERABLE status, it must be
isolated within the specified time. Because there is at least one PORV that
remains OPERABLE, 7 days is provided to restore the inoperable PORV to
OPERABLE status. If the PORV cannot be restored within this additional
time, the plant must be brought to a MODE in which the LCO does not apply,
as required by Condition D.

C.1 and C.2

If one block valve is inoperable, then it is necessary to either restore the
block valve to OPERABLE status within the Completion Time of 4 hours or
place the associated PORV in manual control. The prime importance for the
capability to close the block valve(s) is to isolate a stuck open PORV.
Therefore, if the block valve(s) cannot be restored to OPERABLE status
within 4 hours, the Required Action is to place the PORV in manual control
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to preclude its automatic opening for an overpressure event and to avoid the
potential for a stuck open PORV at a time that the block valve(s) are
inoperable. The Completion Time of 4 hours is reasonable, based on the
small potential for challenges to the system during this time period, and
provides the operator time to correct the situation. Because at least one
PORV remains OPERABLE, the operator is permitted a Completion Time of
7 days to restore the inoperable block valve(s) to OPERABLE status. The
time allowed to restore the block valve(s) is based upon the Completion
Time for restoring an inoperable PORV in Condition B, since the PORVs
may not be capable of mitigating an event if the inoperable block valve(s)
are not full open. If the block valve(s) are restored within the Completion
Time of 7 days, the PORV may be restored to automatic operation. If it
cannot be restored within this additional time, the plant must be brought to a
MODE in which the LCO does not apply, as required by Condition D.

The Required Actions C.1 and C.2 are modified by a Note stating that the
Required Actions do not apply if the sole reason for the block valve being
declared inoperable is as a result of power being removed to comply with
other Required Actions. In this event, the Required Actions for inoperable
PORV(s) (which require the block valve power to be removed once it is
closed) are adequate to address the condition. While it may be desirable to
also place the PORV(s) in manual control, this may not be possible for all
causes of Condition B or E entry with PORV(s) inoperable and not capable
of being manually cycled (e.g., as a result of failed control power fuse(s) or
control switch malfunctions(s)).

D.1 and D.2

If the Required Action of Condition A, B, or C is not met, then the plant must
be brought to a MODE in which the LCO does not apply. To achieve this
status, the plant must be brought to at least MODE 3 within 6 hours and to
MODE 4 within 12 hours. The allowed Completion Times are reasonable,
based on operating experience, to reach the required plant conditions from
full power conditions in an orderly manner and without challenging plant
systems. In MODES 4 and 5, automatic PORV OPERABILITY may be
required. See LCO 3.4.12.

E.1. E.2, E.3, and E.4

If more than one PORV is inoperable and not capable of being manually
cycled, it is necessary to either restore at least one valve within the
Completion Time of 4 hours or isolate the flow path by closing and removing
the power to the associated block valves. The Completion Time of 4 hours
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is reasonable, based on the small potential for challenges to the system
during this time and provides the operator time to correct the situation. If no
PORVs are restored within the Completion Time, then the plant must be
brought to a MODE in which the LCO does not apply. To achieve this
status, the plant must be brought to at least MODE 3 within 6 hours and to
MODE 4 within 12 hours. The allowed Completion Times are reasonable,
based on operating experience, to reach the required plant conditions from
full power conditions in an orderly manner and without challenging plant
systems. In MODES 4 and 5, automatic PORV OPERABILITY may be
required. See LCO 3.4.12.

F.1

If two block valves are inoperable, it is necessary to restore at least one
block valve within 4 hours. The Completion Time is reasonable, based on
the small potential for challenges to the system during this time and provide
the operator time to correct the situation.

The Required Action is modified by a Note stating that the Required Action
does not apply if the sole reason for the block valve being declared
inoperable is a result of power being removed to comply with other Required
Actions. In this event, the Required Actions for inoperable PORV(s) (which
require the block valve power to be removed once it is closed) are adequate
to address the condition. While it may be desirable to also place the
PORV(s) in manual control, this may not be possible for all causes of
Condition B or E entry with PORV(s) inoperable and not capable of being
manually cycled (e.g., as a result of failed control power fuse(s) or control
switch malfunctions(s)).

G.1 and G.2

If the Required Actions of Condition F are not met, then the plant must be
brought to a MODE in which the LCO does not apply. To achieve this
status, the plant must be brought to at least MODE 3 within 6 hours and to
MODE 4 within 12 hours. The allowed Completion Times are reasonable,
based on operating experience, to reach the required plant conditions from
full power conditions in an orderly manner and without challenging plant
systems. In MODES 4 and 5, automatic PORV OPERABILITY may be
required. See LCO 3.4.12.
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SURVEILLANCE SR 3.4.11.1
REQUIREMENTS

This SR requires block valve cycling to verify that the valve(s) can be
opened and closed if needed. The basis for the Frequency of 92 days is the
ASME Code, Section Xl (Ref. 3).

This SR is modified by two Notes. Note 1 modifies this SR by stating that it
is not required to be performed with the block valve closed in accordance
with the Required Actions of this LCO. Opening the block valve in this
condition increases the risk of an unisolable leak from the RCS since the
PORV is already inoperable. Note 2 modifies this SR to allow entry into and
operation in MODE 3 prior to performing the SR. This allows the test to be
performed in MODE 3 under operating temperature and pressure conditions,
prior to entering MODE 1 or 2.

SR 3.4.11.2

SR 3.4.11.2 requires a complete cycle of each PORV. Operating a PORV
through one complete cycle ensures that the PORV can be manually
actuated for mitigation of an SGTR. The Frequency of 24 months is based
on a typical refueling cycle and industry accepted practice.

The Note modifies this SR to allow entry into and operation in MODE 3 prior
to performing the SR. This allows the test to be performed in MODE 3 under
operating temperature and pressure conditions, prior to entering MODE 1
or2.

REFERENCES 1. UFSAR, Sections 4.2 and 4.3.

2. UFSAR, Section 14.

3. ASME, Boiler and Pressure Vessel Code, Section Xl.
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B 3.4.12 Low Temperature Overpressure Protection (LTOP)

BASES

BACKGROUND LTOP is the combination of restrictions on RCS injection capability, RCS
relief capacity or vent size, and reactor coolant pump starting restrictions
that limit RCS pressure at low temperatures. The LTOP restrictions ensure
the integrity of the reactor coolant pressure boundary (RCPB) is not
compromised by violating the pressure and temperature (P/T) limits of
10 CFR 50, Appendix G as described in Reference 1. The reactor vessel is
the limiting RCPB component for demonstrating such protection. This LCO
provides the maximum allowable actuation logic setpoints for the power
operated relief valves (PORVs) and the maximum RCS pressure for the
existing RCS cold leg temperature during cooldown, shutdown, and heatup
to meet the Reference 1 requirements during the LTOP MODES.

The reactor vessel material is less tough at low temperatures than at normal
operating temperature. As the vessel neutron exposure accumulates, the
material toughness decreases and becomes less resistant to pressure stress
at low temperatures (Ref. 2). RCS pressure, therefore, is maintained low at
low temperatures and is increased only as temperature is increased.

The potential for vessel overpressurization is most acute when the RCS is
water solid, which occurs only while shutdown. In a solid condition, a
pressure fluctuation can occur more quickly than an operator can react to
relieve the condition. Exceeding the RCS PIT limits by a significant amount
could cause brittle cracking of the reactor vessel. LCO 3.4.3, "RCS
Pressure and Temperature (PIT) Limits," requires administrative control of
RCS pressure and temperature during heatup and cooldown to prevent
exceeding the Reference 1 limits.

This LCO provides RCS overpressure protection by a combination of limiting
RCS injection capability of the high head safety injection (HHSI) pumps and
the charging pumps based on the pressure relief capability provided by the
Overpressure Protection System (OPS) (i.e., redundant power operated
relief valves with setpoints based on the RCS temperature) or the size of the
vent provided in the RCS for pressure relief. Alternately, if redundant
PORVs are not OPERABLE or an RCS vent cannot be established, LTOP
protection may be established by limiting the pressurizer level to within limits
specified in Figure 3.4.12-2, Figure 3.4.12-3, or Figure 3.4.12-4 consistent
with the number of charging pumps and number of HHSI pumps capable of
injecting into the RCS. This approach is acceptable because pressurizer
level can be maintained such that it will either accommodate any anticipated
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pressure surge or allow operators time to react to any unanticipated
pressure surge. When limitations on pressurizer level are used to satisfy
LTOP requirements, operator action is assumed to terminate an unplanned
HHSI pump injection within 10 minutes. The LTOP analysis also assumes
that the RCS accumulator pressure is below the Figure 3.4.12-1 limit or the
accumulators are isolated or depressurized whenever LTOP requirements
are applicable.

Operating under LTOP restrictions, the ability to provide core coolant
addition is restricted. The LCO does not require the makeup control system
deactivated or the safety injection (SI) actuation circuits blocked. Due to the
lower pressures in the LTOP MODES and the expected core decay heat
levels, the makeup system can provide adequate flow via the makeup
control valve. If conditions require the use of more than the number of HHSI
pumps or charging pumps permitted by this LCO for makeup in the event of
loss of inventory, then pumps can be made available through manual
actions.

When configured to provide low temperature overpressure protection, the
PORVs are part of a system called the Overpressure Protection System
(OPS). LTOP for pressure relief consists of two PORVs with reduced lift
settings or a depressurized RCS and an RCS vent with a minimum size
based on the number of HHSI pumps and/or charging pumps capable of
injecting into the RCS. Two PORVs are required for redundancy. One
PORV has adequate relieving capability to keep from overpressurization for
the coolant input capability.

PORV Requirements

The OPS, described in Reference 4, provides low temperature overpressure
protection by establishing the lift setpoints for the PORVs that vary with RCS
cold leg temperature.

Cold leg temperature signals from three RCS loops are used for two
purposes. Three channels of RCS cold leg temperature are supplied to
three associated function generators that calculate the maximum RCS
pressure allowed for the measured temperature. The maximum RCS
pressure limit generated for each RCS temperature is used as the PORVs
setpoint which changes as the temperature changes. Limits for the PORV
lift setpoint at each RCS temperature are maintained in Figure 3.4.12-1 and
correspond to the 10 CFR 50, Appendix G, limit curve (as discussed in
Reference 1) with appropriate allowances for overshoot during a transient.
Additionally, the same three channels of RCS cold leg temperature are used
in a two-out-of-three logic to perform two functions: a) open the PORV block
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valves when RCS temperature falls below the temperature at which low
temperature overpressure protection is required; and, b) provide an open
permissive in a two-out-of-two (temperature and pressure) logic for each
PORV. When the PORV block valves are open (either manually or as a
result of the signal from RCS cold leg temperature) and temperature
requirement for PORV opening is met, the PORVs are said to be "armed."

Three channels of RCS pressure are used in a two-out-of-three logic to
satisfy the pressure portion of the two-out-of-two (temperature-pressure)
logic that actuates each PORV in the overpressure protection mode of
operation.

Having the pressure/temperature setpoint of both PORVs within the limits in
Figure 3.4.12-1 ensures that the Reference 1 limits will not be exceeded in
any analyzed event. Use of two PORVs, each with adequate relieving
capability to prevent overpressurization, ensures that a single failure will not
prevent PORV actuation. Use of a two-out-of-three logic for pressure and
for temperature ensures that a single failure will not cause or prevent a
PORV actuation when in the overpressure protection mode of operation.

When a PORV is opened during an increasing pressure transient, the
release of coolant will cause the pressure increase to slow and reverse. As
the PORV releases coolant, the RCS pressure decreases until a reset
pressure is reached and the valve is signaled to close. The pressure
continues to decrease below the reset pressure as the valve closes.

RCS Vent Requirements

When the RCS is depressurized, a vent exposed to the containment
atmosphere will maintain the RCS at containment ambient pressure in an
RCS overpressure transient, if the relieving requirements of the transient do
not exceed the capabilities of the vent. Thus, the vent path must be capable
of relieving the flow resulting from the limiting LTOP mass or heat input
transient, and maintaining pressure below the P/T limits. The required vent
capacity may be provided by one or more vent paths.

Depending on the required vent size, RCS vent flow capacity requirements
may be met by removing a pressurizer safety valve, blocking open the
PORV and disabling its block valve in the open position, removing a PORV's
internals, and disabling its block valve in the open position, establishing a
vent by opening an RCS vent valve or by removing the pressurizer manway
cover. The vent path(s) must be above the level of reactor coolant, so as
not to drain the RCS when open.
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SAFETY
ANALYSES

Safety analyses (Ref. 4) demonstrate that the reactor vessel is adequately
protected against exceeding the Reference 1 P/T limits. In MODES 1, 2,
and 3, and in MODE 4 with all RCS cold leg temperatures exceeding 2800F,
the pressurizer safety valves will prevent RCS pressure from exceeding the
Referencel limits. At about 2800F and below, overpressure protection is
established by restricting RCS injection capability using the HHSI pumps
and the charging pumps based on the pressure relief capability provided by
one of the two power operated relief valves with setpoints based on the RCS
temperature (i.e., the Overpressure Protection System) or the size of the
vent provided in the RCS for pressure relief. Alternately, if redundant
PORVs are not OPERABLE or an RCS vent cannot be established, LTOP
protection may be established by limiting the pressurizer level to within limits
specified in Figure 3.4.12-2, Figure 3.4.12-3, or Figure 3.4.12-4 depending
on the number of charging pumps and number of HHSI pumps capable of
injecting into the RCS. This approach is acceptable because pressurizer
level can be maintained such that it will either accommodate any anticipated
pressure surge or allow operators time to react to any unanticipated
pressure surge. When pressurizer level is used to satisfy LTOP
requirements, operator action is assumed to terminate an unplanned HHSI
pump injection within 10 minutes. The LTOP analysis also assumes that the
RCS accumulators are either isolated or depressurized whenever LTOP
requirements are applicable.

The actual temperature at which the pressure in the P/T limit curve falls
below the pressurizer safety valve setpoint increases as the reactor vessel
material toughness decreases due to neutron embrittlement. Each time the
P/T curves are revised, LTOP must be re-evaluated to ensure its functional
requirements can still be met using the RCS relief valve method or the
depressurized and vented RCS condition.

Table 3.4.12-1 and Figures 3.4.12-1 through 3.4.12-6 contain the
acceptance limits that define the LTOP requirements. Any change to the
RCS must be evaluated against the Reference 4 analyses to determine the
impact of the change on the LTOP acceptance limits.

Transients that are capable of overpressurizing the RCS are categorized as
either mass or heat input transients, examples of which follow:

Mass Input Type Transients

a. Inadvertent safety injection or

b. Charging/letdown flow mismatch.
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Heat Input Type Transients

a. Inadvertent actuation of pressurizer heaters,

b. Loss of RHR cooling, or

c. Reactor coolant pump (RCP) startup with temperature asymmetry
within the RCS or between the RCS and steam generators.

PORV Performance

The fracture mechanics analyses show that the vessel is protected when the
PORVs are set to open at or below the limit shown in Figure 3.4.12-1. The
setpoints are derived by analyses that model the performance of the PORVs
in the OPS mode of operation. These analyses consider pressure overshoot
and undershoot beyond the PORV opening and closing, resulting from signal
processing and valve stroke times. The PORV setpoints at or below the
derived limit ensures the Reference 1 PT limits will be met. The LTOP
analysis currently addresses two scenarios that depend on the PORVs in the
OPS mode. With the PORVs set at the normal OPS setpoint, the analysis
requires limiting injection capability to three charging pumps and no HHSI
pumps. With the PORVs set at the reduced OPS setpoint, the analysis
requires limiting injection capability to two charging pumps and one HHSI
pump.

The PORV setpoints in Figure 3.4.12-1 will be updated when the revised P/T
limits conflict with the LTOP analysis limits. The P/T limits are periodically
modified as the reactor vessel material toughness decreases due to neutron
embrittlement caused by neutron irradiation. Revised limits are determined
using neutron fluence projections and the results of examinations of the
reactor vessel material irradiation surveillance specimens. The Bases for
LCO 3.4.3, RCS Pressure and Temperature (P/T) Limits," discuss these
examinations.

The PORVs are considered active components. Thus, the failure of one
PORV is assumed to represent the worst case, single active failure.

RCS Vent Performance

With the RCS depressurized, analyses show an RCS vent of 2 2.00 square
inches with a maximum of one HHSI pump and three charging pumps
capable of injecting into the RCS or an RCS vent of > 5.00 square inches
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with all three HHSI pumps and all three charging pumps capable of injecting
into the RCS will maintain RCS pressure less than the maximum pressure
on the P/T limit curve.

The RCS vent size will be re-evaluated for compliance each time the P/T
limit curves are revised based on the results of the vessel material
surveillance.

The RCS vent is passive and is not subject to active failure.

LTOP satisfies Criterion 2 of 10 CFR 50.36(c)(2)(ii).

LCO This LCO requires that LTOP is OPERABLE. LTOP is OPERABLE when
the maximum coolant input and pressure relief capabilities are within limits
specified in this LCO. Violation of this LCO could lead to the loss of low
temperature overpressure mitigation and violation of the Reference 1 limits
as a result of an operational transient.

LTOP is OPERABLE (i.e., LTOP requirements are met) when one of the
Options in Table 3.4.12-1 is met and the RCS accumulators are isolated
from the RCS or accumulator pressure is less than the maximum RCS
pressure allowed by the P/T limit curves provided in Figure 3.4.12-1 for the
coldest existing RCS cold leg temperature. The isolated accumulators must
have their discharge valves closed and the valve power supply breakers
fixed in the open position. Limitations on injection capability required by
Table 3.4.12-1 are met when SR 3.4.12.1 is met as described in the Bases
for this surveillance.

Options A and B satisfy LTOP requirements using two power operated relief
valves (PORVs) with lift settings within the limits specified in Figure 3.4.12-1.
The PORV is OPERABLE if the block valve opens automatically by the OPS
signal or is maintained in the open position. The PORVs are OPERABLE for
LTOP when there are three OPERABLE RCS pressure channels and three
OPERABLE RCS temperature channels. The PORVs are OPERABLE if an
inoperable RCS pressure or temperature channel is in the tripped condition.
PORVS are considered OPERABLE for meeting LCO 3.4.12 requirements
even if one or two RCS cold leg temperatures are above the LTOP
Applicability limit (which could result in the PORV not opening when
required).

INDIAN POINT 2 B 3.4.1 2 - 6 Revision 0



LTOP
B 3.4.12

BASES
LCO (continued)

Options C, D or E are used only when the required PORVs in OPS mode are
not OPERABLE and there is no vent path established. These options
depend on maintaining the combination of pressurizer pressure, pressurizer
level and RCS temperature within the limits specified in Figure 3.4.12-2,
Figure 3.4.12-3, or Figure 3.4.12-4 depending on the number of HHSI
pumps and charging pumps capable of injecting into the RCS.

Options F, G, H and I satisfy LTOP requirements when the RCS is
depressurized and an RCS vent of the required size is maintained. A fully
blocked open PORV or a PORV with the internals removed with the
associated block valve blocked open establishes a vent path 2 2.00 square
inches. Other methods for establishing a vent of the required size are also
acceptable.

Each of these methods of overpressure prevention is capable of mitigating
the limiting LTOP transient.

The LCO is modified by four Notes. Note 1 states that accumulator isolation
(i.e., valve closed and power removed as specified in SR 3.4.12.3) is only
required when the accumulator pressure is more than or at the maximum
RCS pressure for the coldest existing temperature, as allowed by the P/T
limit curves. This note permits the accumulator discharge isolation valve
Surveillance to be performed only under these pressure and temperature
conditions.

Note 2 allows the HHSI pumps to be made capable of injecting into the RCS
if required to respond to a loss of RCS inventory. Note 3 allows one HHSI
pump to be made capable of injecting into the RCS as needed for
emergency boration or in response to loss of RHR cooling. Note 4 specifies
that SR 3.4.12.8 must be met when starting any RCP to ensure that
temperature asymmetry within the RCS or between the RCS and steam
generators does not result in a pressure increase that could exceed LTOP
relief capacity.

APPLICABILITY This LCO is applicable in MODE 4 when any RCS cold leg temperature is
< 2801F, in MODE 5, and in MODE 6 when the reactor vessel head is on.
The pressurizer safety valves provide overpressure protection that meets the
Reference 1 P/T limits above 2800F. When the reactor vessel head is off,
overpressurization cannot occur.
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LCO 3.4.3 provides the operational PIT limits for all MODES. LCO 3.4.10,
"Pressurizer Safety Valves," requires the OPERABILITY of the pressurizer
safety valves that provide overpressure protection during MODES 1, 2,
and 3, and MODE 4 above 2800F.

Low temperature overpressure prevention is most critical during shutdown
when the RCS is water solid, and a mass or heat input transient can cause a
very rapid increase in RCS pressure when little or no time allows operator
action to mitigate the event.

ACTIONS A Note prohibits the application of LCO 3.0.4.b to an inoperable LTOP
system. There is an increased risk associated with entering MODE 4 from
MODE 5 with LTOP inoperable and the provisions of LCO 3.0.4.b, which
allow entry into a MODE or other specified condition in the Applicability with
the LCO not met after performance of a risk assessment addressing
inoperable systems and components, should not be applied in this
circumstance.

A.1

RCS overpressurization is possible whenever the number of HHSI pumps
and/or charging pumps capable of injecting into the RCS exceeds
Table 3.4.12-1 limits for plant conditions or the combination of pressurizer
pressure, pressurizer level and RCS temperature is not within the limits
specified in Figure 3.4.12-2, Figure 3.4.12-3 or Figure 3.4.12-4 depending on
the number of HHSI pumps and charging pumps capable of injecting into the
RCS.

The urgency for removing the RCS from this condition is reflected in the
Completion Time of immediately for the Required Action to verify that the
number of HHSI pumps and charging pumps capable of injecting into the
RCS is within Table 3.4.12-1 limits for plant conditions or restore the
combination of pressurizer pressure, pressurizer level and RCS temperature
to within the limits specified in Figure 3.4.12-2, Figure 3.4.12-3 or
Figure 3.4.12-4 depending on the number of HHSI pumps and charging
pumps capable of injecting into the RCS.
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Required Action A.1 is modified by a Note that permits exceeding the
Table 3.4.12-1 limit on the number of charging pumps capable of injecting
into the RCS for a period of 15 minutes during pump swap operations. This
allowance recognizes operational requirements for continuous availability of
a minimum number of charging pumps and the low probability of an
overpressure event during the 15 minutes allowed for swapping pumps.

B.1. C.1, and C.2

An improperly isolated accumulator (isolation valve closed with power not
removed per SR 3.4.12.3) requires isolation within 1 hour. This is only
required when the accumulator pressure is at or more than the maximum
RCS pressure for the existing temperature allowed by the P/T limit curves.

If isolation is needed and cannot be accomplished in 1 hour, Required
Action C.1 and Required Action C.2 provide two options, either of which
must be performed in the next 12 hours. By increasing the RCS
temperature to > 2800F, accumulator pressure cannot exceed the LTOP
limits if the accumulators are injected. Depressurizing the accumulators
below the LTOP limit from Figure 3.4.12-1 also gives this protection.

The Completion Times are based on operating experience that these
activities can be accomplished in these time periods and on engineering
evaluations indicating that an event requiring LTOP is not likely in the
allowed times.

D.1

In MODE 4 when any RCS cold leg temperature is 2800F, with one
required PORV inoperable, the PORV must be restored to OPERABLE
status within a Completion Time of 7 days. Two PORVs are required to
provide low temperature overpressure mitigation while withstanding a single
failure of an active component.

The Completion Time considers the facts that only one of the PORVs is
required to mitigate an overpressure transient and that the likelihood of an
active failure of the remaining valve path during this time period is very low.

INDIAN POINT 2 B 3.4.12 - 9 Revision 0



LTOP
B 3.4.12

BASES
ACTIONS (continued)

E.1

The RCS must be depressurized and a vent must be established within
8 hours when:

a. Both required PORVs are inoperable,

b. A Required Action and associated Completion Time of Condition A or
D is not met, or

c. LTOP is inoperable for any reason other than Condition A, B, C or D.

The vent must be consistent with Table 3.4.12-1, Options F, G, H or 1, to
ensure that the flow capacity is greater than that required for the worst case
mass input transient reasonable during the applicable MODES. This action
is needed to protect the RCPB from a low temperature overpressure event
and a possible brittle failure of the reactor vessel.

Required Action E.1 requires that injection capability be limited in
accordance with Table 3.4.12-1 for existing plant conditions to minimize the
potential for an overpressure event while the plant is being depressurized
and a vent path established.

The Completion Time of 8 hours for depressurizing and establishing the
vent required by Table 3.4.12-1 considers the time required to place the
plant in this Condition and the relatively low probability of an overpressure
event during this time period due to increased operator awareness of
administrative control requirements.

SURVEILLANCE SR 3.4.12.1. SR 3.4.12.2. and SR 3.4.12.3
REQUIREMENTS

To minimize the potential for a low temperature overpressure event by
limiting the mass input capability, any HHSI or charging pump above the
specified limit is verified incapable of injecting into the RCS and the
accumulator discharge isolation valves are verified closed and locked out.
The HHSI pumps and charging pumps are rendered incapable of injecting
into the RCS through removing the power from the pumps by racking the
breakers out under administrative control. An alternate method of LTOP
control may be employed using at least two independent means to prevent a
pump start such that a single failure or single action will not result in an
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injection into the RCS. This may be accomplished through the pump control
switch being placed in pull to lock and at least one valve in the discharge
flow path being closed.

The Frequency of 12 hours (and 31 days for pumps with circuit breakers
locked out) is sufficient, considering other indications and alarms available to
the operator in the control room, to verify the required status of the
equipment. SR 3.4.12.1 is modified by a Note that permits not performing
the required verification that the number of HHSI pumps and charging
pumps capable of injecting into the RCS is within Table 3.4.12-1 limits when
Option I is met. This is acceptable because Table 3.4.12-1, Option I, does
not impose any limitations on the status of HHSI pumps and charging
pumps.

SR 3.4.12.2 is modified by a Note that permits not performing the required
verification that pressurizer pressure, pressurizer level and RCS temperature
are within limits for the number of HHSI pumps and charging pumps capable
of injecting into the RCS unless when Table 3.4.12-1, Option A, B, F, G. H
or 1, is being used to meet LTOP requirements. This is acceptable because
these options do not impose any restrictions on the combination of
pressurizer pressure, pressurizer level and RCS temperature.

SR 3.4.12.4

The RCS vent 2 2.00 or 2 5.00 square inches is proven OPERABLE by
verifying its open condition either:

a. Once every 24 hours for a valve that is not locked (valves that are
sealed or secured in the open position are considered "locked" in this
context) or

b. Once every 31 days for other vent path(s) (e.g., a vent valve that is
locked, sealed, or secured in position or a removed PORV (for a vent
2 2.00 square inches per PORV) or a pressurizer safety valve (for a
vent 2 5.00 square inches) or open manway also fits this category).

The passive vent path arrangement must only be open to be OPERABLE.
This Surveillance is required to be met if the vent is being used to satisfy the
pressure relief requirements of Table 3.4.12-1, Options F through 1.
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SR 3.4.12.5

The PORV block valve must be verified open every 72 hours to provide the
flow path for each required PORV to perform its function when
actuated. The valve must be remotely verified open in the main control
room. This Surveillance is performed only if the PORV is being used to
satisfy the LCO.

The block valve is a remotely controlled, motor operated valve that opens
automatically below the LTOP Applicability temperature. The power to the
valve operator is not required to be removed, and the manual operator is not
required to be locked in the open position. Thus, the block valve can be
closed in the event the PORV develops excessive leakage or does not close
(sticks open) after relieving an overpressure situation.

The 72 hour Frequency is considered adequate in view of other
administrative controls available to the operator in the control room, such as
valve position indication, that verify that the PORV block valve remains
open.

SR 3.4.12.6

Performance of a COT on each required PORV is required within 12 hours
after decreasing RCS temperature to less than or equal to LTOP
Applicability temperature and every 31 days thereafter to verify and, as
necessary, adjust its lift setpoint. A successful test of the required contact(s)
of a channel relay may be performed by the verification of the change of
state of a single contact of the relay. This clarifies what is an acceptable
COT of a relay. This is acceptable because all of the other required contacts
of the relay are verified by other Technical Specifications and non-Technical
Specifications tests at least once per refueling interval with applicable
extensions. The COT will verify the setpoint is within Figure 3.4.12-1
allowed maximum limits. PORV actuation could depressurize the RCS and is
not required.

A Note has been added indicating that this SR is required to be performed
(i.e., completed) within 12 hours after decreasing RCS cold leg temperature
to < 2801F. The 12 hour allowance considers the unlikelihood of a low
temperature overpressure event during this time.
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SR 3.4.12.7

Performance of a CHANNEL CALIBRATION on each required PORV
actuation channel is required every 24 months to adjust the whole channel
so that it responds and the valve opens within the required range and
accuracy to known input.

SR 3.4.12.8

The RCP starting prerequisites must be satisfied prior to starting or jogging
any reactor coolant pump (RCP) when low temperature overpressure
protection is required. The RCP starting prerequisites prevent an
overpressure event due to thermal transients when an RCP is started. RCP
starting or jogging is prohibited if the RCP starting prerequisites in this SR
cannot be satisfied.

The principal contributor to an RCP start induced thermal and pressure
transient is the difference between RCS cold leg temperatures and SG
secondary side water temperature prior to the start of an RCP. The RCP
starting prerequisites vary depending on plant conditions but include the
following: reactor coolant temperature relative to the LTOP Applicability
temperature; secondary side water temperature of the hottest SG relative to
the temperature of the coldest RCS cold leg temperature; and, the status of
the Overpressure Protection System (OPS). When the OPS is inoperable,
additional compensatory requirements are required including limits for the
pressurizer level and RCS pressure and temperature. When a pressurizer
level is specified as a requirement, the level specified is sufficient to prevent
the RCS from going water solid for 10 minutes which is sufficient time for
operator action to terminate the pressure transient.

The determination of reactor coolant temperature and pressurizer level may
be made from the Control Room instrumentation. The determination of the
steam generator water temperature may be made using any of the following:

(a) assume that the secondary side water temperature is at the
saturation temperature corresponding to the secondary side steam
pressure indicated on the Control Room instrumentation, or

(b) assume that the secondary side water temperature is at the reactor
coolant temperature at which the last RCP was stopped during
cooldown, or
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(c) contact reading from the steam generator shell; or

(d) actual or inferred measurement of the secondary side steam
generator water temperature at those times it can be measured
(such as return from a refueling outage).

The Frequency for verification of the RCP starting prerequisites is 30
minutes prior to starting any RCP. This means that each of the required
verifications must be performed within 30 minutes prior to the pump start and
must be met at the time of the pump start.

REFERENCES 1. Safety Evaluation by the Office of Nuclear Reactor Regulation
Related to Amendment No. 224 to Facility Operating License No.
DPR-26, February 15, 2002.

2. Generic Letter 88-11.

3. ASME, Boiler and Pressure Vessel Code, Section 1II.

4. UFSAR, Section 4.3.4.

5. 10 CFR 50, Section 50.46.

6. 10 CFR 50, Appendix K.

7. Generic Letter 90-06.

8. ASME, Boiler and Pressure Vessel Code, Section XI.

INDIAN POINT 2 B 3.4.12 - 14 Revision 0



RCS Operational LEAKAGE
B 3.4.13

B 3.4 REACTOR COOLANT SYSTEM (RCS)

B 3.4.13 RCS Operational LEAKAGE

BASES

BACKGROUND Components that contain or transport the coolant to or from the reactor core
make up the RCS. Component joints are made by welding, bolting, rolling,
or pressure loading, and valves isolate connecting systems from the RCS.

During plant life, the joint and valve interfaces can produce varying amounts
of reactor coolant LEAKAGE, through either normal operational wear or
mechanical deterioration. The purpose of the RCS Operational LEAKAGE
LCO is to limit system operation in the presence of LEAKAGE from these
sources to amounts that do not compromise safety. This LCO specifies the
types and amounts of LEAKAGE.

10 CFR 50, Appendix A, GDC 30 (Ref. 1), requires means for detecting and,
to the extent practical, identifying the source of reactor coolant LEAKAGE.
Regulatory Guide 1.45 (Ref. 2) describes acceptable methods for selecting
leakage detection systems. These requirements are addressed in Technical
Specification 3.4.15, "Leakage Detection Instrumentation."

The safety significance of RCS LEAKAGE varies widely depending on its
source, rate, and duration. Therefore, detecting and monitoring reactor
coolant LEAKAGE into the containment area is necessary. Quickly
separating the identified LEAKAGE from the unidentified LEAKAGE is
necessary to provide quantitative information to the operators, allowing them
to take corrective action should a leak occur that is detrimental to the safety
of the facility and the public.

A limited amount of leakage inside containment is expected from auxiliary
systems that cannot be made 100% leaktight. Leakage from these systems
should be detected, located, and isolated from the containment atmosphere,
if possible, to not interfere with RCS leakage detection.

Limits on the primary to secondary leakage for each steam generator (SG)
are part of comprehensive program for maintaining SG tube integrity that
includes a balanced plan of prevention (design and chemistry control),
inspection, evaluation, repair, and leakage monitoring measures that are
explained in Reference 6.
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RCS Operational LEAKAGE
B 3.4.13

BASES
BACKGROUND (continued)

This LCO deals with protection of the reactor coolant pressure boundary
(RCPB) from degradation and the core from inadequate cooling, in addition
to preventing the accident analyses radiation release assumptions from
being exceeded. The consequences of violating this LCO include the
possibility of a loss of coolant accident (LOCA).

APPLICABLE Except for primary to secondary LEAKAGE, the safety analyses do not
SAFETY address operational LEAKAGE. However, other operational LEAKAGE is
ANALYSES related to the safety analyses for LOCA because the amount of leakage can

affect the probability of such an event. The safety analysis for an event
resulting in steam discharge to the atmosphere assumes a 1.2 gpm primary
to secondary LEAKAGE (0.3 gpm in each of the four SGs) as the initial
condition (Ref. 4).

Primary to secondary LEAKAGE is a factor in the dose releases outside
containment resulting from a steam line break (SLB) accident. To a lesser
extent, other accidents or transients involve secondary steam release to the
atmosphere, such as a steam generator tube rupture (SGTR). The leakage
contaminates the secondary fluid.

The FSAR (Ref. 3) analysis for SGTR assumes the contaminated secondary
fluid is only briefly released via safety valves and the majority is steamed to
the condenser. The 1.2 gpm primary to secondary LEAKAGE is relatively
inconsequential (Ref. 4).

The SLB is more limiting for site radiation releases. The safety analysis for
the SLB accident assumes 0.3 gpm primary to secondary LEAKAGE in each
of the four SGs as an initial condition. The dose consequences resulting
from the SLB accident are within the limits defined in 10 CFR 50.67,
"Alternate Source Term," (References 5 and 6).

A limit of 150 gpd (0.1 gpm) of primary to secondary leakage per SG is
established as part of the performance criteria for the SG tube surveillance
program recommended in Reference 6. This limit is more restrictive than the
1.2 gpm (0.3 gpm per SG) limit needed to satisfy the assumptions in the
analysis of the radiological consequences of an SLB. Monitoring and limiting
primary to secondary leakage is an important defense in depth measure for
monitoring overall tube integrity during operation. SG leakage monitoring
and the associated limit allows operators to safely respond to situations in
which tube integrity becomes impaired before significant leakage or tube
failure occurs. Additionally, leakage is an important tool for assessing the
effectiveness of the steam generator program required by Technical
Specification 5.5.7.
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BASES
APPLICABLE SAFETY ANALYSES (continued)

The RCS operational LEAKAGE satisfies Criterion 2 of
10 CFR 50.36(c)(2)(ii).

LCO RCS operational LEAKAGE shall be limited to:

a. Pressure Boundary LEAKAGE

No pressure boundary LEAKAGE is allowed, being indicative of
material deterioration. LEAKAGE of this type is unacceptable as the
leak itself could cause further deterioration, resulting in higher
LEAKAGE. Violation of this LCO could result in continued degradation
of the RCPB. LEAKAGE past seals and gaskets is not pressure
boundary LEAKAGE.

b. Unidentified LEAKAGE

One gallon per minute (gpm) of unidentified LEAKAGE is allowed as a
reasonable minimum detectable amount that the containment air
monitoring and containment sump level monitoring equipment can
detect within a reasonable time period. Violation of this LCO could
result in continued degradation of the RCPB, if the LEAKAGE is from
the pressure boundary.

c. Identified LEAKAGE

Up to 10 gpm of identified LEAKAGE is considered allowable because
LEAKAGE is from known sources that do not interfere with detection of
unidentified LEAKAGE and is well within the capability of the RCS
Makeup System. Identified LEAKAGE includes LEAKAGE to the
containment from specifically known and located sources, but does not
include pressure boundary LEAKAGE or controlled reactor coolant
pump (RCP) seal leakoff (a normal function not considered
LEAKAGE). Violation of this LCO could result in continued
degradation of a component or system.

d. Primary to Secondary LEAKAGE through Any One SG

The 150 gpd (0.1 gpm) limit for primary to secondary LEAKAGE in
each of the four SGs is part of the performance criteria for the SG tube
surveillance program required by Technical Specification 5.5.7, Steam
Generator (SG) Tube Surveillance Program, and Reference 6. SG
leakage monitoring and the associated limit allows operators to safely
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BASES
LCO (continued)

respond to situations in which tube integrity becomes impaired before
significant leakage or tube failure occurs.

Note that primary to secondary LEAKAGE is also counted as identified
LEAKAGE in accordance with Technical Specification 1.1,
"Definitions."

APPLICABILITY In MODES 1, 2, 3, and 4, the potential for RCPB LEAKAGE is greatest when
the RCS is pressurized.

In MODES 5 and 6, LEAKAGE limits are not required because the reactor
coolant pressure is far lower, resulting in lower stresses and reduced
potentials for LEAKAGE.

LCO 3.4.14, "RCS Pressure Isolation Valve (PIV) Leakage," measures
leakage through each individual PIV and can impact this LCO. Of the two
PIVs in series in each isolated line, leakage measured through one PIV does
not result in RCS LEAKAGE when the other is leak tight. If both valves leak
and result in a loss of mass from the RCS, the loss must be included in the
allowable identified LEAKAGE.

ACTIONS A.1

Unidentified LEAKAGE, identified LEAKAGE, or primary to secondary
LEAKAGE in excess of the LCO limits must be reduced to within limits within
4 hours. This Completion Time allows time to verify leakage rates and either
identify unidentified LEAKAGE or reduce LEAKAGE to within limits before
the reactor must be shut down. This action is necessary to prevent further
deterioration of the RCPB.

B.1 and B.2

If any pressure boundary LEAKAGE exists, or if unidentified LEAKAGE,
identified LEAKAGE, or primary to secondary LEAKAGE cannot be reduced
to within limits within 4 hours, the reactor must be brought to lower pressure
conditions to reduce the severity of the LEAKAGE and its potential
consequences. It should be noted that LEAKAGE past seals and gaskets is
not pressure boundary LEAKAGE. The reactor must be brought to MODE 3
within 6 hours and MODE 5 within 36 hours. This action reduces the
LEAKAGE and also reduces the factors that tend to degrade the pressure
boundary.
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ACTIONS (continued)

The allowed Completion Times are reasonable, based on operating
experience, to reach the required plant conditions from full power conditions
in an orderly manner and without challenging plant systems. In MODE 5,
the pressure stresses acting on the RCPB are much lower, and further
deterioration is much less likely.

SURVEILLANCE SR 3.4.13.1
REQUIREMENTS

Verifying RCS LEAKAGE to be within the LCO limits ensures the integrity of
the RCPB is maintained. Pressure boundary LEAKAGE would at first
appear as unidentified LEAKAGE and can only be positively identified by
inspection. It should be noted that LEAKAGE past seals and gaskets is not
pressure boundary LEAKAGE. Unidentified LEAKAGE and identified
LEAKAGE are determined by performance of an RCS water inventory
balance. Primary to secondary LEAKAGE is also measured by performance
of an RCS water inventory balance in conjunction with effluent monitoring
within the secondary steam and feedwater systems.

The RCS water inventory balance must be met with the reactor at steady
state operating conditions. Therefore, a Note is added allowing that this
SR is not required to be performed until 12 hours after establishing steady
state operation. The 12 hour allowance provides sufficient time to collect
and process all necessary data after stable plant conditions are established.

Steady state operation is required to perform a proper inventory balance
since calculations during maneuvering are not useful. For RCS operational
LEAKAGE determination by water inventory balance, steady state is defined
as stable RCS pressure, temperature, power level, pressurizer and makeup
tank levels, makeup and letdown, and RCP seal injection and return flows.

An early warning of pressure boundary LEAKAGE or unidentified LEAKAGE
is provided by the automatic systems that monitor the containment
atmosphere radioactivity and the containment sump level. It should be
noted that LEAKAGE past seals and gaskets is not pressure boundary
LEAKAGE. These leakage detection systems are specified in LCO 3.4.15,
"RCS Leakage Detection Instrumentation."

The 72 hour Frequency is a reasonable interval to trend LEAKAGE and
recognizes the importance of early leakage detection in the prevention of
accidents.
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SURVEILLANCE REQUIREMENTS (continued)

SR 3.4.13.2

This SR provides the means necessary to determine SG OPERABILITY in
an operational MODE. The requirement to demonstrate SG tube integrity in
accordance with the Steam Generator Tube Surveillance Program
emphasizes the importance of SG tube integrity, even though this
Surveillance cannot be performed at normal operating conditions.

REFERENCES 1. 10 CFR 50, Appendix A, GDC 30.

2. Regulatory Guide 1.45, May 1973.

3. UFSAR, Section 14.2.

4. Safety Evaluation by the Office of Nuclear Reactor Regulation
Related to Amendment No. 211 to Facility Operating License No.
DPR-26, July 27, 2000.

5. 10 CFR 50.67, Alternate Source Term.

6. NEI 97-06, Steam Generator Program Guidelines, Rev. 1.
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RCS PIV Leakage
B 3.4.14

B 3.4 REACTOR COOLANT SYSTEM (RCS)

B 3.4.14 RCS Pressure Isolation Valve (PIV) Leakage

BASES

BACKGROUND 10 CFR 50.2, 10 CFR 50.55a(c), and GDC 55 of 10 CFR 50, Appendix A
(Refs. 1, 2, and 3), define RCS PIVs as any two normally closed valves in
series within the reactor coolant pressure boundary (RCPB), which separate
the high pressure RCS from an attached low pressure system. During their
lives, these valves can produce varying amounts of reactor coolant leakage
through either normal operational wear or mechanical deterioration. The
RCS PIV Leakage LCO allows RCS high pressure operation when leakage
through these valves exists in amounts that do not compromise safety. This
LCO establishes requirements for Event V PIVs only. Event V PIVs are
defined as two check valves in series at a low pressure/RCS interface
whose failure may result in a LOCA that by-passes containment. Event V
refers to the scenario described for this event in the WASH-1400 study and
Generic Letter 87-006 (Refs 4 and 9). A list of all PIVs and requirements for
non Event V PIVs are identified in UFSAR 5.2 (Ref. 6).

The PIV leakage limit applies to each individual valve. Leakage through
both series PVs in a line must be included as part of the identified
LEAKAGE, governed by LCO 3.4.13, "RCS Operational LEAKAGE." This is
true during operation only when the loss of RCS mass through two series
valves is determined by a water inventory balance (SR 3.4.13.1). A known
component of the identified LEAKAGE before operation begins is the least of
the two individual leak rates determined for leaking series PIVs during the
required surveillance testing; leakage measured through one PIV in a line is
not RCS operational LEAKAGE if the other is leaktight.

Although this specification provides a limit on allowable PIV leakage rate, its
main purpose is to prevent overpressure failure of the low pressure portions
of connecting systems. The leakage limit is an indication that the PIVs
between the RCS and the connecting systems are degraded or degrading.
PIV leakage could lead to overpressure of the low pressure piping or
components. Failure consequences could be a loss of coolant accident
(LOCA) outside of containment, an unanalyzed accident, that could degrade
the ability for low pressure injection.
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BACKGROUND (continued)

This LCO also establishes requirements intended to ensure that both RHR
suction isolation valves are closed to provide a double barrier between the
RCS and the RHR System when not in the RHR cooling mode and RCS
pressure is above the RHR System design pressure. The intent is to
prevent a situation in which only one of the two RHR suction isolation valves
is closed when securing from RHR operation or one of the two RHR suction
isolation valves is opened during power operation. When only one of the
RHR suction isolation valves is closed, a single failure of the remaining
barrier has the potential to cause a LOCA in which the containment and
containment safeguards radionuclide protective barriers are bypassed
(Ref. 10). This LCO does not require OPERABILITY of the RHR suction
open permissive interlock which acts as a backup to administrative controls
that ensure both RHR suction isolation valves are closed when at operating
temperature and pressure.

The basis for this LCO is the 1975 NRC "Reactor Safety Study" (Ref. 4) that
identified potential intersystem LOCAs as a significant contributor to the risk
of core melt. A subsequent study (Ref. 5) evaluated various PIV
configurations to determine the probability of intersystem LOCAs.

PlVs typically are provided to isolate the RCS from the following connected
systems:

a. Residual Heat Removal (RHR) System,

b. Safety Injection System, and

c. Chemical and Volume Control System.

The PlVs are listed in the UFSAR, Section 5.2 (Ref. 6).

Violation of this LCO could result in continued degradation of a PIV, which
could lead to overpressurization of a low pressure system and the loss of the
integrity of a fission product barrier.
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BASES

APPLICABLE
SAFETY
ANALYSES

Reference 4 identified potential intersystem LOCAs as a significant
contributor to the risk of core melt. The dominant accident sequence in the
intersystem LOCA category is the failure of the low pressure portion of the
RHR System outside of containment. The accident is the result of a
postulated failure of the PlVs, which are part of the RCPB, and the
subsequent pressurization of the RHR System. Because the low pressure
portion of the RHR System is typically designed for 600 psig,
overpressurization failure of the RHR low pressure line would result in a
LOCA outside containment and subsequent risk of core melt.

Requiring a double barrier between the RCS and the RHR System when not
in the RHR cooling mode and RCS pressure is above the RHR System
design pressure minimizes the potential that a single failure of the remaining
barrier causes a LOCA in which the containment and containment
safeguards radionuclide protective barriers are bypassed (Ref. 10).

Reference 5 evaluated various PIV configurations, leakage testing of the
valves, and operational changes to determine the effect on the probability of
intersystem LOCAs. This study concluded that periodic leakage testing of
the PlVs can substantially reduce the probability of an intersystem LOCA.

RCS PIV leakage satisfies Criterion 2 of 10 CFR 50.36(c)(2)(ii).

LCO RCS PIV leakage is identified LEAKAGE into closed systems connected to
the RCS. Isolation valve leakage is usually on the order of drops per minute.
Leakage that increases significantly suggests that something is operationally
wrong and corrective action must be taken.

As specified in Generic Letter 87-006 (Ref. 9), this LCO applies only to those
PlVs which were listed in an order dated April 20, 1981 (Event V Order).
Therefore, this LCO applies only to the following valves:

897 A, 897 B, 897 C and 897 D and

838 A, 838 B, 838 C and 838 D.

A list of all PIVs and requirements for non Event V PlVs are identified in
UFSAR Section 5.2 (Ref.6).
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The LCO PIV leakage limit is a maximum limit of 5 gpm. However, if the
leakage is greater than 1.0 gpm and the leak test indicates that there is
significant deterioration from the previous leak test, then the results are
unacceptable because of the adverse trend. Significant deterioration is
indicated when the leakage is greater than the results of the previous test
plus one-half of the margin following the previous test (i.e., margin following
previous test is the 5.0 gpm limit minus the results of the previous test).

Leakage limit acceptance criteria is based on the leakage rate that would
exist when the RCS is at normal operating pressure (i.e., 2 2215 psig and
< 2255 psig). Reference 7 permits leakage testing at a lower pressure
differential than between the specified maximum RCS pressure and the
normal pressure of the connected system during RCS operation (the
maximum pressure differential) in those types of valves in which the higher
service pressure will tend to diminish the overall leakage channel opening.
In such cases, the observed rate may be adjusted to the maximum pressure
differential by assuming leakage is directly proportional to the pressure
differential to the one-half power. Minimum test differential pressure is
150 psid. Leakage may be measured indirectly (as from the performance of
pressure indicators) if accomplished in accordance with approved
procedures and supported by computations showing the method is capable
of demonstrating valve compliance with the leakage criteria.

This LCO also requires that RCS boundary valves 730 and 731 are closed
and de-energized within 24 hours after securing from use of the RHR in
decay heat removal mode.

APPLICABILITY In MODES 1, 2, 3, and 4, this LCO applies because the PIV leakage
potential is greatest when the RCS is pressurized. In MODE 4, valves in the
RHR flow path are not required to meet the requirements of this LCO when
in, or during the transition to or from, the RHR mode of operation.

In MODES 5 and 6, leakage limits are not provided because the lower
reactor coolant pressure results in a reduced potential for leakage and for a
LOCA outside the containment.
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ACTIONS The Actions are modified by two Notes. Note 1 provides clarification that
each flow path allows separate entry into a Condition. This is allowed based
upon the functional independence of the flow path. Note 2 requires an
evaluation of affected systems if a PIV is inoperable. The leakage may have
affected system operability, or isolation of a leaking flow path with an
alternate valve may have degraded the ability of the interconnected system
to perform its safety function.

A.1 and A.2

The flow path must be isolated by two valves. Required Actions A.1 and A.2
are modified by a Note that the valves used for isolation must meet the same
leakage requirements as the PlVs and must be within the RCPB or the high
pressure portion of the system.

Required Action A.1 requires that the isolation with one valve must be
performed within 4 hours. Four hours provides time to reduce leakage in
excess of the allowable limit and to isolate the affected system if leakage
cannot be reduced. The 4 hour Completion Time allows the actions and
restricts the operation with leaking isolation valves.

The 72 hour Completion Time after exceeding the limit allows for the
restoration of the leaking PIV to OPERABLE status. This timeframe
considers the time required to complete this Action and the low probability of
a second valve failing during this period.

B.1 and B.2

If leakage cannot be reduced, the plant must be brought to a MODE in which
the requirement does not apply. To achieve this status, the plant must be
brought to MODE 3 within 6 hours and MODE 5 within 36 hours. This Action
may reduce the leakage and also reduces the potential for a LOCA outside
the containment. The allowed Completion Times are reasonable based on
operating experience, to reach the required plant conditions from full power
conditions in an orderly manner and without challenging plant systems.

INDIAN POINT 2 B 3.4.14- 5 Revision 0



RCS PIV Leakage
B 3.4.14

BASES
ACTIONS (continued)

C.1

If one or both RCS boundary valves 730 and 731 are not closed and
de-energized, a single failure of the remaining barrier has the potential to
cause a LOCA in which the containment and containment safeguards
radionuclide protective barriers are bypassed (Ref. 10). Therefore, action
must be taken to ensure that RCS boundary valves 730 and 731 are closed
and de-energized. The Completion Time of 24 hours is acceptable because
one or both valves are closed and provide an adequate RCS pressure
boundary and the low probability of an event that could cause the failure of
both RCS pressure boundary valves during this period.

SURVEILLANCE SR 3.4.14.1
REQUIREMENTS

Performance of leakage testing on each RCS PIV or isolation valve used to
satisfy Required Action A.1 and Required Action A.2 is required to verify that
leakage is below the specified limit and to identify each leaking valve. The
leakage limit of 5 gpm maximum applies to each valve. However, if the
leakage is greater than 1.0 gpm and the leak test indicates that there is
significant deterioration from the previous leak test, then the results are
unacceptable because of the adverse trend. Significant deterioration is
indicated when the leakage is greater than the results of the previous test
plus one-half of the margin following the previous test (i.e., margin following
previous test is the 5.0 gpm limit minus the results of the previous test).
Leakage limit acceptance criteria is based on the leakage rate that would
exist when the RCS is at normal operating pressure. Leakage testing
requires a stable pressure condition.

For the two PlVs in series, the leakage requirement applies to each valve
individually and not to the combined leakage across both valves. If the PlVs
are not individually leakage tested, one valve may have failed completely
and not be detected if the other valve in series meets the leakage
requirement. In this situation, the protection provided by redundant valves
would be lost.

Testing is to be performed every 24 months, a typical refueling cycle, if the
plant does not go into MODE 5 for at least 7 days. The 24 month Frequency
is consistent with 10 CFR 50.55a(g) (Ref. 8) as contained in the Inservice
Testing Program, is within frequency allowed by the American Society of
Mechanical Engineers (ASME) Code, Section XI (Ref. 7), and is based on
the need to perform such surveillances under the conditions that apply
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during an outage and the potential for an unplanned transient if the
Surveillance were performed with the reactor at power.

In addition, testing must be performed once after the valve has been opened
by flow or exercised to ensure tight reseating. PVs disturbed in the
performance of this Surveillance should also be tested unless
documentation shows that an infinite testing loop cannot practically be
avoided. Testing must be performed within 24 hours after the valve has
been reseated. Within 24 hours is a reasonable and practical time limit for
performing this test after opening or reseating a valve.

The leakage limit is to be met at the RCS pressure associated with
MODES 1 and 2. This permits leakage testing at high differential pressures
with stable conditions not possible in the MODES with lower pressures.

Entry into MODES 3 and 4 is allowed to establish the necessary differential
pressures and stable conditions to allow for performance of this
Surveillance. The Note that allows this provision is complementary to the
Frequency of prior to entry into MODE 2 whenever the unit has been in
MODE 5 for 7 days or more, if leakage testing has not been performed in the
previous 9 months. In addition, this Surveillance is not required to be
performed on the RHR System when the RHR System is aligned to the RCS
in the shutdown cooling mode of operation. PVs contained in the RHR
shutdown cooling flow path must be leakage rate tested after RHR is
secured and stable unit conditions and the necessary differential pressures
are established.

SR 3.4.14.2

Periodic verification that both RCS boundary valves 730 and 731 are closed
and de-energized ensures that a single failure of the remaining barrier does
not cause a LOCA in which the containment and containment safeguards
radionuclide protective barriers are bypassed (Ref. 10). The 92 day
Frequency is adequate to ensure both valves remain closed and
de-energized based on operating experience.

REFERENCES 1. 10 CFR 50.2.

2. 10 CFR 50.55a(c).

3. 10 CFR 50, Appendix A, Section V, GDC 55.
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4. WASH-1400 (NUREG-75/014), Appendix V, October 1975.

5. NUREG-0677, May 1980.

6. UFSAR, Section 5.2.

7. ASME, Boiler and Pressure Vessel Code, Section Xl.

8. 10 CFR 50.55a(g).

9. Generic Letter 87-006, Periodic Verification of Leak Tight Integrity of
Pressure Isolation Valves.

10. WCAP-1 1736-A, Residual Heat Removal System Autoclosure
Interlock (ACI) Removal Report.
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B 3.4 REACTOR COOLANT SYSTEM (RCS)

B 3.4.15 RCS Leakage Detection Instrumentation

BASES

BACKGROUND GDC 30 of Appendix A to 10 CFR 50 (Ref. 1) requires means for detecting
and, to the extent practical, identifying the location of the source of RCS
LEAKAGE. Regulatory Guide 1.45 (Ref. 2) describes acceptable methods
for selecting leakage detection systems.

Leakage detection systems must have the capability to detect significant
reactor coolant pressure boundary (RCPB) degradation as soon after
occurrence as practical to minimize the potential for propagation to a gross
failure. Thus, an early indication or warning signal is necessary to permit
proper evaluation of all unidentified LEAKAGE.

Industry practice has shown that water flow changes of 0.5 to 1.0 gpm can
be readily detected in contained volumes by monitoring changes in water
level, in flow rate, or in the operating frequency of a pump. The containment
sump used to collect unidentified LEAKAGE and fan cooler condensate flow
rate monitors are capable of detecting increases of 0.5 to 1.0 gpm in the
normal flow rates. This sensitivity is acceptable for detecting increases in
unidentified LEAKAGE.

The reactor coolant contains radioactivity that, when released to the
containment, can be detected by radiation monitoring instrumentation.
Reactor coolant radioactivity levels will be low during initial reactor startup
and for a few weeks thereafter, until activated corrosion products have been
formed and fission products appear from fuel element cladding
contamination or cladding defects. Instrument sensitivities of 10-9 [LCi/cc
radioactivity for particulate monitoring and of 10r ItCi/cc radioactivity for
gaseous monitoring are practical for these leakage detection systems.
Radioactivity detection systems are included for monitoring both particulate
and gaseous activities because of their sensitivities and rapid responses to
RCS LEAKAGE.

Humidity Detectors located just upstream of each fan cooling unit are used
to determine the dewpoint in containment. An increase in humidity of the
containment atmosphere would indicate release of water vapor to the
containment. Dew point temperature measurements can thus be used to
monitor humidity levels of the containment atmosphere as an indicator of
potential RCS LEAKAGE. A 1F increase in dew point is within the
sensitivity range of available instruments.
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Since the humidity level is influenced by several factors, a quantitative
evaluation of an indicated leakage rate by this means may be questionable
and should be compared to observed increases in liquid flow into or from the
containment sump and condensate flow from fan cooler units (FCU).
Humidity level monitoring is considered most useful as an indirect alarm or
indication to alert the operator to a potential problem. Humidity monitors are
not required by this LCO.

Air temperature and pressure monitoring methods may also be used to infer
unidentified LEAKAGE to the containment. Containment temperature and
pressure fluctuate slightly during plant operation, but a rise above the
normally indicated range of values may indicate RCS leakage into the
containment. The relevance of temperature and pressure measurements
are affected by containment free volume and, for temperature, detector
location. Alarm signals from these instruments can be valuable in
recognizing rapid and sizable leakage to the containment. Temperature and
pressure monitors are not required by this LCO.

APPLICABLE The need to evaluate the severity of an alarm or an indication is important to
SAFETY the operators, and the ability to compare and verify with indications from
ANALYSES other systems is necessary. The system response times and sensitivities

are described in the UFSAR (Ref. 3). Multiple instrument locations are
utilized, if needed, to ensure that the transport delay time of the leakage
from its source to an instrument location yields an acceptable overall
response time.

The safety significance of RCS LEAKAGE varies widely depending on its
source, rate, and duration. Therefore, detecting and monitoring RCS
LEAKAGE into the containment area is necessary. Quickly separating the
identified LEAKAGE from the unidentified LEAKAGE provides quantitative
information to the operators, allowing them to take corrective action should a
leakage occur detrimental to the safety of the unit and the public.

RCS leakage detection instrumentation satisfies Criterion 1 of
10 CFR 50.36(c)(2)(ii).

LCO One method of protecting against large RCS leakage derives from the ability
of instruments to rapidly detect extremely small leaks. This LCO requires
instruments of diverse monitoring principles to be OPERABLE to provide a
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high degree of confidence that extremely small leaks are detected in time to
allow actions to place the plant in a safe condition, when RCS LEAKAGE
indicates possible RCPB degradation.

The LCO is satisfied when monitors of diverse measurement means are
available. Thus, the containment sump monitor, in combination with a
gaseous or particulate radioactivity monitor and the containment fan cooler
condensate flow rate monitor, provides an acceptable minimum.

The following instruments may be used to satisfy requirements for diverse
RCS leakage monitoring requirements:

a. Requirement for one containment sump (level or discharge flow)
monitor may be satisfied by any one of the following instruments:

LT-940, LT-941, LT-3300, LT-3303, LT-3304 if a containment
sump level instrument is used to meet this requirement; or

FIT-3401 if containment sump discharge flow is used to meet this
requirement.

b. Requirement for one containment atmosphere radioactivity monitor
(gaseous or particulate) may be satisfied by either R-41, Containment
Air Particulate Monitor, or R-42, Containment Air Gaseous Monitor.
Note that either FCU 22 or FCU 25 should be in operation to provide
representative sampling to the R-41 and R-42 Radiation Monitors. If
neither FCU 22 or FCU 25 are in operation, plant operating procedures
provide direction for use of temporary sampling hoses that may be
used to ensure R-41 and R-42 receive representative samples.

c. Requirement for one containment fan cooler condensate flow rate
monitor is satisfied by one condensate flow monitor associated with
any FCU with fan in operation and cooling water flow through the unit.

APPLICABILITY Because of elevated RCS temperature and pressure in MODES 1, 2, 3,
and 4, RCS leakage detection instrumentation is required to be OPERABLE.

In MODE 5 or 6, the temperature is to be 200OF and pressure is
maintained low or at atmospheric pressure. Since the temperatures and
pressures are far lower than those for MODES 1, 2, 3, and 4, the likelihood
of leakage and crack propagation are much smaller. Therefore, the
requirements of this LCO are not applicable in MODES 5 and 6.
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RCS Leakage Detection Instrumentation
B 3.4.15

BASES

ACTIONS A.1 and A.2

With the required containment sump monitor inoperable, no other form of
sampling can provide the equivalent information; however, the containment
atmosphere radioactivity monitor will provide indications of changes in
leakage. Together with the atmosphere monitor, the periodic surveillance for
RCS water inventory balance, SR 3.4.13.1, must be performed at an
increased frequency of 24 hours to provide information that is adequate to
detect leakage. A Note is added allowing that SR 3.4.13.1 is not required to
be performed until 12 hours after establishing steady state operation (stable
temperature, power level, pressurizer and makeup tank levels, makeup and
letdown, and RCP seal injection and return flows). The 12 hour allowance
provides sufficient time to collect and process all necessary data after stable
plant conditions are established.

Restoration of the required sump monitor to OPERABLE status within a
Completion Time of 30 days is required to regain the function after the
monitor's failure. This time is acceptable, considering the Frequency and
adequacy of the RCS water inventory balance required by Required
Action A.1.

B.1 and B.2

With both gaseous and particulate containment atmosphere radioactivity
monitoring instrumentation channels inoperable, alternative action is
required. Either grab samples of the containment atmosphere must be
taken and analyzed or water inventory balances, in accordance with
SR 3.4.13.1, must be performed to provide alternate periodic information.

With a sample obtained and analyzed or water inventory balance performed
every 24 hours, the reactor may be operated for up to 30 days to allow
restoration of the required containment atmosphere radioactivity monitors.

The 24 hour interval provides periodic information that is adequate to detect
leakage. A Note is added allowing that SR 3.4.13.1 is not required to be
performed until 12 hours after establishing steady state operation (stable
temperature, power level, pressurizer and makeup tank levels, makeup and
letdown, and RCP seal injection and return flows). The 12 hour allowance
provides sufficient time to collect and process all necessary data after stable
plant conditions are established.
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BASES
ACTIONS (continued)

C.1 and C.2

With the required containment FCU condensate flow rate monitor
inoperable, alternative action is again required. Either SR 3.4.15.1 must be
performed or water inventory balances, in accordance with SR 3.4.13.1,
must be performed to provide alternate periodic information. Provided a
CHANNEL CHECK is performed every 8 hours or a water inventory balance
is performed every 24 hours, reactor operation may continue while awaiting
restoration of the containment FCU condensate flow rate monitor to
OPERABLE status.

The 24 hour interval provides periodic information that is adequate to detect
RCS LEAKAGE. A Note is added allowing that SR 3.4.13.1 is not required
to be performed until 12 hours after establishing steady state operation
(stable temperature, power level, pressurizer and makeup tank levels,
makeup and letdown, and RCP seal injection and return flows). The 12 hour
allowance provides sufficient time to collect and process all necessary data
after stable plant conditions are established.

D.1 and D.2

With the required containment atmosphere radioactivity monitor and the
required containment FCU condensate flow rate monitor inoperable, the only
means of detecting leakage is the containment sump monitor. This
Condition does not provide the required diverse means of leakage detection.
The Required Action is to restore either of the inoperable required monitors
to OPERABLE status within 30 days to regain the intended leakage
detection diversity. The 30 day Completion Time ensures that the plant will
not be operated in a reduced configuration for a lengthy time period.

E.1 and E.2

If a Required Action of Condition A, B, C, or D cannot be met, the plant must
be brought to a MODE in which the requirement does not apply. To achieve
this status, the plant must be brought to at least MODE 3 within 6 hours and
to MODE 5 within 36 hours. The allowed Completion Times are reasonable,
based on operating experience, to reach the required plant conditions from
full power conditions in an orderly manner and without challenging plant
systems.
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RCS Leakage Detection Instrumentation
B 3.4.15

BASES
ACTIONS (continued)

F.1

With all required monitors inoperable, no automatic means of monitoring
leakage are available, and immediate plant shutdown in accordance with
LCO 3.0.3 is required.

SURVEILLANCE SR 3.4.15.1. SR 3.4.15.2 and SR 3.4.15.3
REQUIREMENTS

SR 3.4.15.1, SR 3.4.15.2 and SR 3.4.15.3 require the performance of
CHANNEL CHECKS of the required containment atmosphere radioactivity
monitor, the required containment sump (level or discharge flow) monitor,
and the required containment fan cooler condensate flow rate monitor.
These checks are required only on the instruments being used to satisfy the
requirements of the LCO (i.e., either the containment sump level or the
containment sump discharge flow and either R41, Containment Air
Particulate Monitor, or R-42, Containment Air Gaseous Monitor). For the
required containment sump (level or discharge flow) monitor, this check
includes calculation of the indicated leakage rate based on changes in the
containment sump level or the total containment sump discharge flow. The
check gives reasonable confidence that the channel is operating
properly. The Frequency of 12 hours is based on instrument reliability and is
reasonable for detecting off normal conditions.

SR 3.4.15.4 and SR 3.4.15.5

SR 3.4.15.4 requires the performance of a COT on the required containment
sump discharge flow monitor. The test ensures that the monitor can perform
its function in the desired manner. SR 3.4.15.5 requires the performance of
a COT on the required containment atmosphere radioactivity monitor. The
test ensures that the monitor can perform its function in the desired manner.
The test verifies the alarm setpoint and relative accuracy of the instrument
string. The Frequency of 31 days considers instrument reliability, and
operating experience has shown that it is proper for detecting degradation.
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BASES
SURVEILLANCE REQUIREMENTS (continued)

SR 3.4.15.6. SR 3.4.15.7, and SR 3.4.15.8

These SRs require the performance of a CHANNEL CALIBRATION (which
includes a COT) for each of the RCS leakage detection instrumentation
channels. The calibration verifies the accuracy of the instrument string,
including the instruments located inside containment. The Frequency of
24 months is a typical refueling cycle and considers channel reliability.
Operating experience has proven that this Frequency is acceptable.

REFERENCES 1. 10 CFR 50, Appendix A, Section IV, GDC 30.

2. Regulatory Guide 1.45.

3. UFSAR, Section 6.7.
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RCS Specific Activity
B 3.4.16

B 3.4 REACTOR COOLANT SYSTEM (RCS)

B 3.4.16 RCS Specific Activity

BASES

BACKGROUND At Indian Point 2, the radiological consequence analyses demonstrate
compliance with 10 CFR 50.67, Accident Source Term (References 1
and 3). 10 CFR 50.67 requires that accident analyses show that the fission
product release during postulated accidents do not result in exposures that
exceed the following limits:

a. An individual located at any point on the boundary of the exclusion
area for any 2-hour period following the onset of the postulated fission
product release, would not receive a radiation dose in excess of
25 rem total effective dose equivalent (TEDE).

b. An individual located at any point on the outer boundary of the low
population zone, who is exposed to the radioactive cloud resulting from
the postulated fission product release (during the entire period of its
passage), would not receive a radiation dose in excess of 25 rem total
effective dose equivalent.

c. Adequate radiation protection is provided to permit access to and
occupancy of the control room under accident conditions without
personnel receiving radiation exposures in excess of 5 rem total
effective dose equivalent for the duration of the accident.

The RCS specific activity LCO limits the allowable concentration level of
radionuclides in the reactor coolant. The LCO limits are established to
minimize the offsite radioactivity dose consequences in the event of a steam
generator tube rupture (SGTR) accident.

The LCO contains specific activity limits for both DOSE EQUIVALENT 1-131
and gross specific activity. The limits in the LCO are standardized, based on
parametric evaluations of offsite radioactivity dose consequences for typical
site locations.

Each evaluation assumes a broad range of site applicable atmospheric
dispersion factors in a parametric evaluation.
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RCS Specific Activity
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BASES

APPLICABLE The LCO limits on the specific activity of the reactor coolant ensures that
SAFETY 10 CFR 50.67 limits are met following a SGTR accident. The SGTR safety
ANALYSES analysis (Ref. 2) assumes the specific activity of the reactor coolant at the

LCO limit and an existing reactor coolant steam generator (SG) tube leakage
rate of 0.3 gpm per SG. The safety analysis assumes the specific activity of
the secondary coolant at its limit of 0.1 tCi/gm DOSE EQUIVALENT 1-131
from LCO 3.7.14, "Secondary Specific Activity."

The analysis for the SGTR accident establishes the acceptance limits for
RCS specific activity. Reference to this analysis is used to assess changes
to the unit that could affect RCS specific activity, as they relate to the
acceptance limits.

The analysis of the radiological consequences of a SGTR were determined
assuming both a pre-accident iodine spike (RCS at 60 times the assumed
maximum coolant equilibrium concentration limit of 1.0 pCi/gm of Dose
Equivalent 1-131) and an accident initiated iodine spike (RCS at the
assumed maximum coolant equilibrium concentration limit of 1.0 pCi/gm of
Dose Equivalent 1-131) (Ref. 3).

For the pre-accident iodine spike scenario, the exclusion area boundary
(EAB) dose is 4.4 rem total effective dose equivalent (TEDE) and the low
population zone (LPZ) dose is 2.1 rem TEDE (Ref. 2). These results are
well within the 10 CFR 50.67 limits of 25 rem TEDE (Ref. 3).

For the accident-initiated iodine spike scenario, the exclusion area boundary
(EAB) dose is 1.3 rem total effective dose equivalent (TEDE) and the low
population zone (LPZ) dose is 0.7 rem TEDE (Ref. 2). These results are
significantly below the 10 CFR 50.67 limits of 25 rem TEDE (Ref. 3).

The analysis also assumes a loss of offsite power at the same time as the
SGTR event. The SGTR causes a reduction in reactor coolant inventory.
The reduction initiates a reactor trip from a low pressurizer pressure signal
or an RCS overtemperature AT signal.

The coincident loss of offsite power causes the steam dump valves to close
to protect the condenser. The rise in pressure in the ruptured SG
discharges radioactively contaminated steam to the atmosphere through the
SG atmospheric dump valves (ADVs) and the main steam safety valves.
The unaffected SGs remove core decay heat by venting steam to the
atmosphere until the cooldown ends.
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RCS Specific Activity
B 3.4.16

BASES
APPLICABLE SAFETY ANALYSES (continued)

The limits on RCS specific activity are also used for establishing
standardization in radiation shielding and plant personnel radiation
protection practices.

RCS specific activity satisfies Criterion 2 of 10 CFR 50.36(c)(2)(ii).

LCO The specific iodine activity is limited to 1.0 [tCi/gm DOSE EQUIVALENT
1-131, and the gross specific activity in the reactor coolant is limited to the
number of tCi/gm equal to 60 divided by E (average disintegration energy of
the sum of the average beta and gamma energies of the coolant nuclides).

The SGTR accident analysis (Ref. 2) shows that the site boundary dose
levels are within acceptable limits. Violation of the LCO may result in reactor
coolant radioactivity levels that could, in the event of an SGTR, lead to site
boundary doses that exceed the 10 CFR 50.67 limits.

APPLICABILITY In MODES 1 and 2, and in MODE 3 with RCS average temperature 2 5000F,
operation within the LCO limits for DOSE EQUIVALENT 1-131 and gross
specific activity are necessary to contain the potential consequences of an
SGTR to within the acceptable site boundary dose values.

For operation in MODE 3 with RCS average temperature < 5000F, and in
MODES 4 and 5, the release of radioactivity in the event of a SGTR is
unlikely since the saturation pressure of the reactor coolant is below the lift
pressure settings of the main steam safety valves.

ACTIONS A.1 and A.2

With the DOSE EQUIVALENT 1-131 greater than the LCO limit, samples at
intervals of 4 hours must be taken to demonstrate that the limit for a
pre-accident iodine spike (RCS at 60 times the assumed maximum coolant
equilibrium concentration limit of 1.0 jICi/gm of Dose Equivalent 1-131)
assumed in the accident analysis (References 1 and 3) is not exceeded.
The Completion Time of 4 hours is required to obtain and analyze a sample.
Sampling is done to continue to provide a trend.

The DOSE EQUIVALENT 1-131 must be restored to within limits within
48 hours. The Completion Time of 48 hours is required, if the limit violation
resulted from normal iodine spiking.
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BASES
ACTIONS (continued)

A Note permits the use of the provisions of LCO 3.0.4.c. This allowance
permits entry into the applicable MODE(S) while relying on the ACTIONS.
This allowance is acceptable due to the significant conservatism
incorporated into the specific activity limit, the low probability of an event
which is limiting due to exceeding this limit, and the ability to restore
transient specific activity excursions while the plant remains at, or proceeds
to power operation.

B.1

With the gross specific activity in excess of the allowed limit, the unit must be
placed in a MODE in which the requirement does not apply.

The change within 6 hours to MODE 3 and RCS average temperature
< 500OF lowers the saturation pressure of the reactor coolant below the
setpoints of the main steam safety valves and prevents venting the SG to
the environment in an SGTR event. The allowed Completion Time of
6 hours is reasonable, based on operating experience, to reach MODE 3
below 500OF from full power conditions in an orderly manner and without
challenging plant systems.

C.1

If a Required Action and the associated Completion Time of Condition A is
not met or if the DOSE EQUIVALENT 1-131 is within the limit for a
pre-accident iodine spike (RCS at 60 times the assumed maximum coolant
equilibrium concentration limit of 1.0 ItCi/gm of Dose Equivalent 1-131)
assumed in the accident analysis (References 1 and 3), the reactor must be
brought to MODE 3 with RCS average temperature < 500OF within 6 hours.
The Completion Time of 6 hours is reasonable, based on operating
experience, to reach MODE 3 below 500OF from full power conditions in an
orderly manner and without challenging plant systems.

SURVEILLANCE SR 3.4.16.1
REQUIREMENTS

SR 3.4.16.1 requires performing a gamma isotopic analysis as a measure of
the gross specific activity (excluding tritium) of the reactor coolant at least
once every 7 days. While basically a quantitative measure of radionuclides
with half lives longer than 30 minutes, excluding iodines, this measurement
is the sum of the degassed gamma activities and the gaseous gamma
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BASES
SURVEILLANCE REQUIREMENTS (continued)

activities in the sample taken. Tritium is excluded from this determination of
gross specific activity because it is a beta emitter. This Surveillance
provides an indication of any increase in gross specific activity.

Trending the results of this Surveillance allows proper remedial action to be
taken before reaching the LCO limit under normal operating conditions. The
Surveillance is applicable in MODES 1 and 2, and in MODE 3 with Ta"g at
least 5000F. The 7 day Frequency considers the unlikelihood of a gross fuel
failure during the time.

SR 3.4.16.2

This Surveillance is performed in MODE I only to ensure iodine remains
within limit during normal operation and following fast power changes when
fuel failure is more apt to occur. The 14 day Frequency is adequate to trend
changes in the iodine activity level, considering gross activity is monitored
every 7 days. The Frequency, between 2 and 6 hours after a power change
2 15% RTP within a 1 hour period, is established because the iodine levels
peak during this time following fuel failure; samples at other times would
provide inaccurate results.

SR 3.4.16.3

A radiochemical analysis for E determination is required every 184 days
(6 months) with the plant operating in MODE 1 equilibrium conditions. The E
determination directly relates to the LCO and is required to verify plant
operation within the specified gross activity LCO limit. The analysis for E is a
measurement of the average energies per disintegration for isotopes with
half lives longer than 15 minutes, excluding iodines. The Frequency of
184 days recognizes E does not change rapidly.

This SR has been modified by a Note that indicates sampling is required to
be performed within 31 days after a minimum of 2 effective full power days
and 20 days of MODE 1 operation have elapsed since the reactor was last
subcritical for at least 48 hours. This ensures that the radioactive materials
are at equilibrium so the analysis for E is representative and not skewed by a
crud burst or other similar abnormal event.

REFERENCES 1. 10 CFR 50.67.
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REFERENCES (continued)

2. UFSAR 14.2.

3. Safety Evaluation by the Office of Nuclear Reactor Regulation
Related to Amendment No. 211 to Facility Operating License No.
DPR-26, July 27, 2000.
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B 3.5.1

B 3.5 EMERGENCY CORE COOLING SYSTEMS (ECCS)

B 3.5.1 Accumulators

BASES

BACKGROUND The functions of the ECCS accumulators are to supply water to the reactor
vessel during the blowdown phase of a loss of coolant accident (LOCA), to
provide inventory to help accomplish the refill phase that follows thereafter,
and to provide Reactor Coolant System (RCS) makeup for a small break
LOCA.

The blowdown phase of a large break LOCA is the initial period of the
transient during which the RCS departs from equilibrium conditions, and
heat from fission product decay, hot internals, and the vessel continues to be
transferred to the reactor coolant. The blowdown phase of the transient
ends when the RCS pressure falls to a value approaching that of the
containment atmosphere.

In the refill phase of a LOCA, which immediately follows the blowdown
phase, reactor coolant inventory has vacated the core through steam
flashing and ejection out through the break. The core is essentially in
adiabatic heatup. The balance of accumulator inventory is then available to
help fill voids in the lower plenum and reactor vessel downcomer so as to
establish a recovery level at the bottom of the core and ongoing reflood of
the core with the addition of safety injection (SI) water.

The accumulators are pressure vessels partially filled with borated water and
pressurized with nitrogen gas. The accumulators are passive components,
since no operator or control actions are required in order for them to perform
their function. Internal accumulator tank pressure is sufficient to discharge
the accumulator contents to the RCS, if RCS pressure decreases below the
accumulator pressure.

Each accumulator is piped into an RCS cold leg via an accumulator line and
is isolated from the RCS by a motor operated isolation valve and two check
valves in series.

The accumulator size, water volume, and nitrogen cover pressure are
selected so that three of the four accumulators are sufficient to partially
cover the core before significant clad melting or zirconium water reaction can
occur following a LOCA. The need to ensure that three accumulators are
adequate for this function is consistent with the LOCA assumption that the
entire contents of one accumulator will be lost via the RCS pipe break during
the blowdown phase of the LOCA.
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BASES

APPLICABLE The accumulators are assumed OPERABLE in both the large and small
SAFETY break LOCA analyses at full power (Ref. 1). These are the Design Basis
ANALYSES Accidents (DBAs) that establish the acceptance limits for the accumulators.

Reference to the analyses for these DBAs is used to assess changes in the
accumulators as they relate to the acceptance limits.

In performing the LOCA calculations, conservative assumptions are made
concerning the availability of ECCS flow. In the early stages of a LOCA, with
or without a loss of offsite power, the accumulators provide the sole source
of makeup water to the RCS. The assumption of loss of offsite power is
required by regulations and conservatively imposes a delay wherein the
ECCS pumps cannot deliver flow until the emergency diesel generators
start, come to rated speed, and go through their timed loading sequence. In
cold leg break scenarios, the entire contents of one accumulator are
assumed to be lost through the break.

The limiting large break LOCA is a double ended guillotine break near the
mid point of the cold leg. During this event, the accumulators discharge to
the RCS as soon as RCS pressure decreases to below accumulator
pressure.

As a conservative estimate, no credit is taken for ECCS pump flow until an
effective delay has elapsed. This delay includes the time required for diesel
startup and loading of the safety injection pumps onto the emergency buses.
During this time, the accumulators are analyzed as providing the sole source
of emergency core cooling. No operator action is assumed during the
blowdown stage of a large break LOCA.

The worst case small break LOCA analyses also assume a time delay
before pumped flow reaches the core. For the larger range of small breaks,
the rate of blowdown is such that the increase in fuel clad temperature is
terminated solely by the accumulators, with pumped flow then providing
continued cooling. As break size decreases, the accumulators and high
head safety injection pumps both play a part in terminating the rise in clad
temperature. As break size continues to decrease, the role of the
accumulators continues to decrease until they are not required and the high
head safety injection pumps become solely responsible for terminating the
temperature increase.

This LCO helps to ensure that the following acceptance criteria established
for the ECCS by 10 CFR 50.46 (Ref. 2) will be met following a LOCA:
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BASES
APPLICABLE SAFETY ANALYSES (continued)

a. Maximum fuel element cladding temperature is • 22000F,

b. Maximum cladding oxidation is 0.17 times the total cladding
thickness before oxidation,

c. Maximum hydrogen generation from a zirconium water reaction is
• 0.01 times the hypothetical amount that would be generated if all of
the metal in the cladding cylinders surrounding the fuel, excluding the
cladding surrounding the plenum volume, were to react, and

d. Core is maintained in a coolable geometry.

Since the accumulators discharge during the blowdown phase of a LOCA,
they do not contribute to the long term cooling requirements of
10 CFR 50.46.

For both the large and small break LOCA analyses, a nominal contained
accumulator water volume is used. The contained water volume is the same
as the deliverable volume for the accumulators, since the accumulators are
emptied, once discharged. The large break LCO analysis assumes a 795 ft3
accumulator water volume. Variations in volume are addressed as initial
condition uncertainty. The small break LOCA analysis results are not
sensitive to accumulator water volume differences. The safety analysis
assumes analytical limits for accumulator volume of 2 723 cubic feet and
• 875 cubic feet. To allow for instrument inaccuracy, administrative limits for
accumulator volume of > 763 cubic feet and < 835 cubic feet are used.

The minimum boron concentration setpoint is used in the post LOCA boron
concentration calculation. The calculation is performed to assure reactor
subcriticality in a post LOCA environment. Of particular interest is the large
break LOCA, since no credit is taken for control rod assembly insertion. A
reduction in the accumulator minimum boron concentration would produce a
subsequent reduction in the available containment sump concentration for
post LOCA shutdown and an increase in the maximum sump pH. The
maximum boron concentration is used in determining the cold leg to hot leg
recirculation injection switchover time and minimum sump pH.
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BASES
APPLICABLE SAFETY ANALYSES (continued)

The large and small break LOCA analyses are performed using the nominal
value of accumulator pressure with variations in pressure addressed as
initial condition uncertainty. The safety analysis assumes analytical limits for
accumulator pressure of 2 598 psig and < 685 psig. To allow for instrument
inaccuracy, administrative limits for accumulator pressure of > 630 psig and
S 675 psig are used. The maximum nitrogen cover pressure limit prevents
accumulator relief valve actuation, and ultimately preserves accumulator
integrity.

The effects on containment mass and energy releases from the
accumulators are accounted for in the appropriate analyses (Refs. 1 and 3).

The accumulators satisfy Criterion 3 of 10 CFR 50.36(c)(2)(ii).

LCO The LCO establishes the minimum conditions required to ensure that the
accumulators are available to accomplish their core cooling safety function
following a LOCA. Four accumulators are required to ensure that 100% of
the contents of three of the accumulators will reach the core during a LOCA.
This is consistent with the assumption that the contents of one accumulator
spill through the break. If less than three accumulators are injected during
the blowdown phase of a LOCA, the ECCS acceptance criteria of
10 CFR 50.46 (Ref. 2) could be violated.

For an accumulator to be considered OPERABLE, the isolation valve must
be fully open, power removed above 2000 psig, and the limits established in
the SRs for contained volume, boron concentration, and nitrogen cover
pressure must be met.

APPLICABILITY In MODES 1 and 2, and in MODE 3 with RCS pressure > 1000 psig, the
accumulator OPERABILITY requirements are based on full power
operation. Although cooling requirements decrease as power decreases,
the accumulators are still required to provide core cooling as long as
elevated RCS pressures and temperatures exist.

This LCO is only applicable at pressures > 1000 psig. At pressures
< 1000 psig, the rate of RCS blowdown is such that the ECCS pumps can
provide adequate injection to ensure that peak clad temperature remains
below the 10 CFR 50.46 (Ref. 2) limit of 22000F.
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APPLICABILITY (continued)

In MODE 3, with RCS pressure < 1000 psig, and in MODES 4, 5, and 6, the
accumulator motor operated isolation valves are closed to isolate the
accumulators from the RCS. This allows RCS cooldown and
depressurization without discharging the accumulators into the RCS or
requiring depressurization of the accumulators.

ACTIONS A.1

If the boron concentration of one accumulator is not within limits of
SR 3.5.1.4, it must be returned to within the limits within 72 hours. In this
Condition, ability to maintain subcriticality or minimum boron precipitation
time may be reduced. The boron in the accumulators contributes to the
assumption that the combined ECCS water in the partially recovered core
during the early reflooding phase of a large break LOCA is sufficient to keep
that portion of the core subcritical. One accumulator below the minimum
boron concentration limit, however, will have no effect on available ECCS
water and an insignificant effect on core subcriticality during reflood. Boiling
of ECCS water in the core during reflood concentrates boron in the saturated
liquid that remains in the core. In addition, current analysis techniques
demonstrate that the accumulators do not discharge following a large main
steam line break for the majority of plants. Even if they do discharge, their
impact is minor and not a design limiting event. Thus, 72 hours is allowed to
return the boron concentration to within limits.

B.1

If one accumulator is inoperable for a reason other than boron concentration,
the accumulator must be returned to OPERABLE status within 24 hours. In
this Condition, the required contents of three accumulators cannot be
assumed to reach the core during a LOCA. Due to the severity of the
consequences should a LOCA occur in these conditions, the 24 hour
Completion Time to open the valve, remove power to the valve, or restore
the proper water volume or nitrogen cover pressure ensures that prompt
action will be taken to return the inoperable accumulator to OPERABLE
status. The Completion Time minimizes the potential for exposure of the
plant to a LOCA under these conditions. The 24 hours allowed to restore an
inoperable accumulator to OPERABLE status is justified in WCAP-1 5049,
Rev. 1 (Ref. 4).

INDIAN POINT 2 B 3.5.1 - 5 Revision 0



Accumulators
B 3.5.1

BASES
ACTIONS (continued)

C.1 and C.2

If the accumulator cannot be returned to OPERABLE status within the
associated Completion Time, the plant must be brought to a MODE in which
the LCO does not apply. To achieve this status, the plant must be brought
to MODE 3 within 6 hours and RCS pressure reduced to < 1000 psig within
12 hours. The allowed Completion Times are reasonable, based on
operating experience, to reach the required plant conditions from full power
conditions in an orderly manner and without challenging plant systems.

D.1

If more than one accumulator is inoperable, the plant is in a condition
outside the accident analyses; therefore, LCO 3.0.3 must be entered
immediately.

SURVEILLANCE SR 3.5.1.1
REQUIREMENTS

Each accumulator valve should be verified to be fully open every
12 hours. This verification ensures that the accumulators are available for
injection and ensures timely discovery if a valve should be less than fully
open. If an isolation valve is not fully open, the rate of injection to the RCS
would be reduced. Although a motor operated valve position should not
change with power removed, a closed valve could result in not meeting
accident analyses assumptions. This Frequency is considered reasonable
in view of other administrative controls that ensure a mispositioned isolation
valve is unlikely.

SR 3.5.1.2 and SR 3.5.1.3

Every 12 hours, borated water volume and nitrogen cover pressure are
verified for each accumulator. This Frequency is sufficient to ensure
adequate injection during a LOCA. Because of the static design of the
accumulator, a 12 hour Frequency usually allows the operator to identify
changes before limits are reached. Operating experience has shown this
Frequency to be appropriate for early detection and correction of off normal
trends.

The acceptance criteria for accumulator borated water volume and nitrogen
cover pressure are the analytical limits. Appropriate allowances for
instrument inaccuracy must be applied as follows:
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B 3.5.1

BASES
SURVEILLANCE REQUIREMENTS (continued)

a. The safety analysis assumes analytical limits for accumulator volume
of 2 723 cubic feet and < 875 cubic feet. To allow for instrument
inaccuracy, administrative limits for accumulator volume of 2 763 cubic
feet and • 835 cubic feet are used.

b. The safety analysis assumes analytical limits for accumulator pressure
of 2 598 psig and < 685 psig. To allow for instrument inaccuracy,
administrative limits for accumulator pressure of 630 psig and
< 675 psig are used.

SR 3.5.1.4

The boron concentration should be verified to be within required limits for
each accumulator every 31 days since the static design of the accumulators
limits the ways in which the concentration can be changed. The 31 day
Frequency is adequate to identify changes that could occur from
mechanisms such as stratification or inleakage.

SR 3.5.1.5

Verification every 31 days that power is removed from each accumulator
isolation valve operator when the RCS pressure is 2 2000 psig ensures that
an active failure could not result in the undetected closure of an accumulator
motor operated isolation valve. If this were to occur, only two accumulators
would be available for injection given a single failure coincident with a LOCA.
Since power is removed under administrative control, the 31 day Frequency
will provide adequate assurance that power is removed.

This SR allows power to be supplied to the motor operated isolation valves
when RCS pressure is < 2000 psig, thus allowing operational flexibility by
avoiding unnecessary delays to manipulate the breakers during plant
startups or shutdowns.

REFERENCES 1. UFSAR, Chapter 6.

2. 10 CFR 50.46.

3. UFSAR, Chapter 14.

4. WCAP-15049-A, Rev. 1, April 1999.

INDIAN POINT 2 B 3.5.1 - 7 Revision 0



ECCS - Operating
B 3.5.2

B 3.5 EMERGENCY CORE COOLING SYSTEMS (ECCS)

B 3.5.2 ECCS - Operating

BASES

BACKGROUND The function of the ECCS is to provide core cooling and negative reactivity
to ensure that the reactor core is protected after any of the following
accidents:

a. Loss of coolant accident (LOCA), coolant leakage greater than the
capability of the normal charging system,

b. Rod ejection accident,

c. Loss of secondary coolant accident, including uncontrolled steam
release or loss of feedwater, and

d. Steam generator tube rupture (SGTR).

The addition of negative reactivity is designed primarily for the loss of
secondary coolant accident where primary cooldown could add enough
positive reactivity to achieve criticality and return to significant power.

There are three phases of ECCS operation: injection, cold leg recirculation,
and hot leg recirculation. In the injection phase, water is taken from the
refueling water storage tank (RWST) and injected into the Reactor Coolant
System (RCS) through the cold legs. When sufficient water is removed from
the RWST to ensure that enough boron has been added to maintain the
reactor subcritical and the containment and recirculation sumps have
enough water to supply the required net positive suction head to the ECCS
pumps, suction is switched to the recirculation sump or containment sump
for cold leg recirculation. After approximately 24 hours, the ECCS flow is
shifted to the hot leg recirculation phase to provide a backflush, which would
reduce the boiling in the top of the core and any resulting boron precipitation.

The ECCS Function is provided by three separate ECCS systems: High
Head Safety Injection (HHSI), Residual Heat Removal (RHR) injection, and
Containment Recirculation. Each ECCS is divided into subsystems as
follows:
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BASES
BACKGROUND (continued)

a. The HHSI System is divided into three 50% capacity subsystems (i.e.,
HHSI 21, 22 and 23) which share two pump discharge headers (i.e.,
21 and 23). Each HHSI subsystem consists of one pump as well as
associated piping and valves to transfer water from the suction source
to the core. HHSI subsystem 22 is aligned to inject using the flow path
associated with both HHSI subsystem 21 and 23.

If all three HHSI pumps start, flow from HHSI pump 22 will be divided
between header 21 and 23. If either HHSI pump 21 or 23 fails to start,
either valve 851A or 851 B will close automatically so that HHSI pump
22 will inject via the header associated with the failed pump. This is
consistent with the ECCS analyses which assume high head safety
injection into all four RCS cold legs (including the faulted loop). The
isolation of high head safety injection flow to any of the RCS cold legs
will place the plant outside the design bases. Therefore, flow through
both ECCS injection flow paths is required to satisfy the safety function
of the head safety injection system (i.e., both flow paths are required to
support Operability of two or more HHSI pumps).

b. The RHR Injection System is divided into two 100% capacity
subsystems (i.e., RHR 21 and 22). Each ECCS RHR subsystem
consists of one RHR pump and one RHR heat exchanger as well as
associated piping and valves to transfer water from the suction source
to the core. Although either RHR heat exchanger may be credited for
either RHR subsystem, one RHR heat exchanger must be OPERABLE
for each OPERABLE RHR injection subsystem. The ECCS analyses
assumes RHR injection into all four RCS cold legs (including the
faulted loop). The isolation of RHR flow to any of the RCS cold legs will
place the plant outside the design bases. Therefore, flow through both
ECCS injection flow paths is required to satisfy the ECCS safety
function of the RHR system (i.e., both flow paths are required to
support Operability of the ECCS function of either of the RHR pumps).

c. The Containment Recirculation System is divided into two 100%
capacity subsystems (Recirculation 21 and 22). Each subsystem
consists of one Containment Recirculation pump and one RHR heat
exchanger as well as associated piping and valves to transfer water
from the suction source to the core. Although either RHR heat
exchanger may be credited for either Recirculation subsystem, one
RHR heat exchanger must be OPERABLE for each OPERABLE
Containment Recirculation subsystem. The ECCS analyses assumes
Recirculation System injection into all four RCS cold legs (including the
faulted loop). The isolation of Recirculation System flow to any of the
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BASES
BACKGROUND (continued)

RCS cold legs will place the plant outside the design bases.
Therefore, flow through both ECCS injection flow paths is required to
satisfy the ECCS safety function of the Recirculation System (i.e., both
flow paths are required to support OPERABILITY of the ECCS function
of either of the Containment Recirculation System pumps).

The three ECCS systems (3 HHSI, 2 RHR and 2 Recirculation) are arouped
into three trains (5A. 2A/3A and 6A) such that any 2 of the 3 trains are
capable of meeting all ECCS capability assumed in the accident analysis.
Each ECCS train consists of the following:

a. ECCS Train 5A includes subsystems HHSI 21 and containment
recirculation 21;

b. ECCS Train 2A/3A includes subsystems HHSI 22 and RHR 21; and,

c. ECCS Train 6A includes subsystems HHSI 23, RHR 22, and
containment recirculation 22.

The ECCS trains use the same designation as the Safeguards Power Trains
required by LCO 3.8.9, Distribution Systems - Operating, with Safeguards
Power Train 5A supported by DG 21, Safeguards Power Train 2A/3A
supported by DG 22, Safeguards Power Train 6A supported by DG 23.

The ECCS accumulators and the RWST are also part of the ECCS, but are
not considered part of an ECCS flow path as described by this LCO.

Each of the subsystems (3 HHSI, 2 RHR and 2 Recirculation) are
interconnected and redundant such that any combination of 2 HHSI pumps,
1 RHR pump and 1 recirculation pump is capable of supplying 100% of the
flow required to mitigate the accident consequences. This interconnecting
and redundant subsystem design provides the operators with the ability to
utilize components from different trains to achieve the required 100% flow to
the core. The design intent is that any two of the three safeguards power
trains is capable of providing 100% of the required ECCS flow; however, any
combination of the minimum number of pumps is capable of providing 100%
of the required ECCS flow.

During the injection phase of LOCA recovery, a suction header supplies
water from the RWST to the HHSI and RHR pumps. The discharge from the
HHSI and RHR pumps divides and feeds an injection line to each of the
RCS cold legs. Control valves are set to balance the HHSI flow to the RCS.
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BASES
BACKGROUND (continued)

This balance ensures sufficient flow to the core to meet the analysis
assumptions following a LOCA in one of the RCS cold legs. Additionally,
orifices on the HHSI pump discharge prevent pump runout due to increased
flow as the RCS depressurizes during an accident.

For LOCAs that are too small to depressurize the RCS below the shutoff
head of the HHSI pumps, the charging pumps supply water until the RCS
pressure decreases below the HHSI pump shutoff head. During this period,
the steam generators are used to provide part of the core cooling function.

During the recirculation phase of LOCA recovery, the containment
recirculation pumps take suction from the containment recirculation sump
and direct flow through the RHR heat exchangers to the cold legs. The RHR
pumps can also be used to provide a backup method of recirculation
because the RHR pump suction is transferred to the containment sump.
The RHR pumps then supply recirculation flow directly and can also supply
the suction of the HHSI pumps. Initially, recirculation is through the same
paths as the injection phase. Subsequently, recirculation alternates injection
between the hot and cold legs.

The ECCS also functions to supply borated water to the reactor core
following increased heat removal events, such as a main steam line break
(MSLB). The limiting design conditions occur when the negative moderator
temperature coefficient is highly negative, such as at the end of each cycle.

During low temperature conditions in the RCS, limitations are placed on the
maximum number of HHSI pumps that may be capable of injecting into the
RCS. Refer to the Bases for LCO 3.4.12, "Low Temperature Overpressure
Protection (LTOP)," for the basis of these requirements.

The ECCS subsystems, except for the containment recirculation
subsystems, are actuated upon receipt of an Si signal. The actuation of
safeguard loads is accomplished in a programmed time sequence. If offsite
power is available, the safeguard loads start immediately in the programmed
sequence. If offsite power is not available, the Engineered Safety Feature
(ESF) buses shed normal operating loads and are connected to the
emergency diesel generators (EDGs). Safeguard loads are then actuated in
the programmed time sequence. The time delay associated with diesel
starting, sequenced loading, and pump starting determines the time required
before pumped flow is available to the core following a LOCA.
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BASES
BACKGROUND (continued)

The active ECCS components, along with the passive accumulators and the
RWST covered in LCO 3.5.1, "Accumulators," and LCO 3.5.4, "Refueling
Water Storage Tank (RWST)," provide the cooling water necessary to meet
GDC 35 (Ref. 1).

APPLICABLE The LCO helps to ensure that the following acceptance criteria for the
SAFETY ECCS, established by 10 CFR 50.46 (Ref. 2), will be met following a LOCA:
ANALYSES

a. Maximum fuel element cladding temperature is • 22000F,

b. Maximum cladding oxidation is < 0.17 times the total cladding
thickness before oxidation,

c. Maximum hydrogen generation from a zirconium water reaction is
< 0.01 times the hypothetical amount generated if all of the metal in the
cladding cylinders surrounding the fuel, excluding the cladding
surrounding the plenum volume, were to react,

d. Core is maintained in a coolable geometry, and

e. Adequate long term core cooling capability is maintained.

The LCO also limits the potential for a post trip return to power following an
MSLB event and ensures that containment temperature limits are met.

Each ECCS subsystem is taken credit for in a large break LOCA event at full
power (Refs. 3 and 4). This event establishes the requirement for runout
flow for the ECCS pumps, as well as the maximum response time for their
actuation. The HHSI pumps are credited in a small break LOCA event. The
OPERABILITY requirements for the ECCS are based on the following LOCA
analysis assumptions:

a. A large break LOCA event, with loss of offsite power and the loss of
one of the three safeguards power trains is assumed for the
determination of pumped Emergency Core Cooling System (ECCS)
flow during the LOCA. However, all three safeguards power trains
were assumed to operate in the calculation of containment
backpressure. This will conservatively bound the possible single
failures (UFSAR 14.3.3.2); and
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BASES
APPLICABLE SAFETY ANALYSES (continued)

b. A small break LOCA event, with a loss of offsite power and a single
failure disabling one ECCS train.

During the blowdown stage of a LOCA, the RCS depressurizes as primary
coolant is ejected through the break into the containment. The nuclear
reaction is terminated either by moderator voiding during large breaks or
control rod insertion for small breaks. Following depressurization,
emergency cooling water is injected into the cold legs, flows into the
downcomer, fills the lower plenum, and refloods the core.

The effects on containment mass and energy releases are accounted for in
appropriate analyses (Refs. 3 and 4). The LCO ensures that an ECCS train
will deliver sufficient water to match boiloff rates soon enough to minimize
the consequences of the core being uncovered following a large LOCA. It
also ensures that the ECCS pumps will deliver sufficient water and boron
during a small LOCA to maintain core subcriticality. For a small break
LOCA, the steam generators continue to serve as the heat sink, providing
part of the required core cooling.

The ECCS trains satisfy Criterion 3 of 10 CFR 50.36(c)(2)(ii).

LCO In MODES 1, 2, and 3, three ECCS trains are required to ensure that
sufficient ECCS flow is available, assuming a single failure affecting any one
train. Additionally, individual components within the ECCS trains may be
called upon to mitigate the consequences of other transients and accidents.

In MODES 1, 2, and 3, the three ECCS trains consist of the following:

a. ECCS Train 5A includes HHSI subsystem 21 and containment
recirculation subsystem 21;

b. ECCS Train 2A/3A includes HHSI subsystem 22 and RHR subsystem
21; and,

c. ECCS Train 6A includes HHSI subsystem 23, RHR subsystem 22, and
containment recirculation subsystem 22.

Each HHSI subsystem consists of one pump as well as associated piping
and valves to transfer water from the suction source to the core. HHSI
subsystem 22 is OPERABLE only when capable of injecting using the flow
path associated with both HHSI subsystem 21 and 23. However, when
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LCO (continued)

either HHSI pump 21 or 23 is inoperable, HHSI pump 22 is OPERABLE if it
will automatically align or is manually aligned to replace the inoperable HHSI
pump. The ECCS analyses assume high head safety injection into all four
RCS cold legs (including the faulted loop). The isolation of high head safety
injection flow to any of the RCS cold legs will place the plant outside the
design bases. Therefore, flow through both ECCS injection flow paths is
required to satisfy the safety function of the high head safety injection
system (i.e., both flow paths are required to support OPERABILITY of two or
more HHSI pumps).

Each ECCS RHR subsystem consists of one RHR pump and one RHR heat
exchanger as well as associated piping and valves to transfer water from the
suction source to the core. Although either RHR heat exchanger may be
credited for either RHR subsystem, one RHR heat exchanger must be
OPERABLE for each OPERABLE RHR injection subsystem. The ECCS
analyses assume RHR injection into all four RCS cold legs (including the
faulted loop).

Each containment recirculation subsystem consists of one Containment
Recirculation pump and one RHR heat exchanger as well as associated
instrumentation, piping and valves to transfer water from the suction source
to the core. Although either RHR heat exchanger may be credited for either
Containment Recirculation subsystem, one RHR heat exchanger must be
OPERABLE for each OPERABLE Containment Recirculation subsystem.

During an event requiring ECCS actuation, a flow path is required to provide
an abundant supply of water from the RWST to the RCS via the HHSI and
RHR pumps and their respective supply headers to each of the four cold leg
injection nozzles. In the long term, this flow path may be switched to take its
supply from the containment recirculation sump using the containment
recirculation pumps or, alternately, the containment sump using the RHR
pumps and to supply its flow to the RCS hot and cold legs.

The flow path for each ECCS pump must maintain its designed
independence to ensure that no single failure can disable more than one
ECCS pump.
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LCO (continued)

As indicated in the LCO Note, the SI flow paths may be isolated for 2 hours
in MODE 3, under controlled conditions, to perform pressure isolation valve
testing per SR 3.4.14.1. The flow path is readily restorable from the control
room or the valves are opened under administrative controls that ensure
prompt closure when required. These administrative controls consist of
stationing a dedicated operator at the valve controls, who is in continuous
communication with the control room.

The two auxiliary component cooling water pumps are started during the
injection phase to maintain component cooling water flow to the containment
recirculation pump motor coolers; however, this cooling function is not
required to protect the recirculation pump motors from the containment
atmosphere. Therefore, the auxiliary component cooling water pumps are
not required for containment recirculation pump OPERABILITY.

APPLICABILITY In MODES 1, 2, and 3, the ECCS OPERABILITY requirements for the
limiting Design Basis Accident, a large break LOCA, are based on full power
operation. Although reduced power would not require the same level of
performance, the accident analysis does not provide for reduced cooling
requirements when at low reactor power or in MODE 3. The HHSI pump
performance requirements are based on a small break LOCA. MODE 2 and
MODE 3 requirements are bounded by the MODE I analysis.

This LCO is only applicable in MODE 3 and above. In MODE 4, the SI
signal setpoint is manually bypassed by operator control, and system
functional requirements are relaxed as described in LCO 3.5.3, "ECCS -
Shutdown."

In MODES 5 and 6, plant conditions are such that the probability of an event
requiring ECCS injection is extremely low. Core cooling requirements in
MODE 5 are addressed by LCO 3.4.7, "RCS Loops - MODE 5, Loops Filled,"
and LCO 3.4.8, "RCS Loops - MODE 5, Loops Not Filled." MODE 6 core
cooling requirements are addressed by LCO 3.9.4, "Residual Heat Removal
(RHR) and Coolant Circulation - High Water Level," and LCO 3.9.5,
"Residual Heat Removal (RHR) and Coolant Circulation - Low Water Level."
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ACTIONS A.1

With one or more trains inoperable and at least two HHSI pumps, at least
one RHR pump, and at least one Containment Recirculation pump are
OPERABLE (i.e., 100% of the ECCS capability assumed in the accident
analysis is available), the inoperable components must be returned to
OPERABLE status within 72 hours. The 72 hour Completion Time is based
on an NRC reliability evaluation (Ref. 5) and is a reasonable time for repair
of many ECCS components.

An ECCS train is inoperable if it is not capable of delivering design flow to
the RCS. Individual components are inoperable if they are not capable of
performing their design function or supporting systems are not available.

The LCO requires the OPERABILITY of a number of independent
subsystems. Due to the redundancy of trains and the diversity of
subsystems, the inoperability of one component in a train does not render
the ECCS incapable of performing its function. Neither does the
inoperability of two different components, each in a different train,
necessarily result in a loss of function for the ECCS. This allows increased
flexibility in plant operations under circumstances when components in more
than one train are inoperable.

An event accompanied by a loss of offsite power and the failure of an EDG
can disable one ECCS train until power is restored. A reliability analysis
(Ref. 5) has shown that the impact of having one full ECCS train inoperable
is sufficiently small to justify continued operation for 72 hours.

Reference 6 describes situations in which one component, such as the
valves governed by SR 3.5.2.1, can disable more than one ECCS
train. With one or more component(s) inoperable such that 100% of the flow
equivalent to 2 HHSI pumps, 1 RHR pump and I Recirculation pump is not
available, the facility is in a condition outside the accident analysis.
Therefore, LCO 3.0.3 must be immediately entered.

B.1 and B.2

If the inoperable trains cannot be returned to OPERABLE status within the
associated Completion Time, the plant must be brought to a MODE in which
the LCO does not apply. To achieve this status, the plant must be brought
to MODE 3 within 6 hours and MODE 4 within 12 hours. The allowed
Completion Times are reasonable, based on operating experience, to reach
the required plant conditions from full power conditions in an orderly manner
and without challenging plant systems.
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ACTIONS (continued)

C.1

Condition A is applicable with one or more trains inoperable. The allowed
Completion Time is based on the assumption that at least 100% of the
ECCS flow equivalent to 2 HHSI pumps, 1 RHR pump and 1 Recirculation
pump is available. With less than 100% of the ECCS flow equivalent to
2 HHSI pumps, 1 RHR pump and 1 Recirculation pump available, the facility
is in a condition outside of the accident analyses. Therefore, LCO 3.0.3
must be entered immediately.

SURVEILLANCE SR 3.5.2.1
REQUIREMENTS

Verification of proper valve position ensures that the flow path from the
ECCS pumps to the RCS is maintained. Misalignment of these valves could
render more than one ECCS train inoperable. Therefore, failure to meet this
SR requires entry into Condition C. Securing these valves in position by
removal of power or by key locking the control in the correct position ensures
that they cannot change position as a result of an active failure or be
inadvertently misaligned. These valves are of the type, described in
Reference 6, that can disable the function of more than one ECCS train and
invalidate the accident analyses. Although closing the RWST outlet isolation
valve will render all three ECCS trains inoperable, this valve is not included
in SR 3.5.2.1 because it is a locked manual valve located in a locked area.
A 7 day Frequency is considered reasonable in view of other administrative
controls that will ensure a mispositioned valve is unlikely.

SR 3.5.2.2

Verifying the correct alignment for manual, power operated, and automatic
valves in the ECCS flow paths provides assurance that the proper flow paths
will exist for ECCS operation. This SR does not apply to valves that are
locked, sealed, or otherwise secured in position, since these were verified to
be in the correct position prior to locking, sealing, or securing. A valve that
receives an actuation signal is allowed to be in a nonaccident position
provided the valve will automatically reposition within the proper stroke time.
This Surveillance does not require any testing or valve manipulation.
Rather, it involves verification that those valves capable of being
mispositioned are in the correct position. The 31 day Frequency is
appropriate because the valves are operated under administrative control,
and an improper valve position would only affect a single train. This
Frequency has been shown to be acceptable through operating experience.
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SURVEILLANCE REQUIREMENTS (continued)

SR 3.5.2.3

Periodic surveillance testing of ECCS pumps to detect gross degradation
caused by impeller structural damage or other hydraulic component
problems is required by Section Xl of the ASME Code. This type of testing
may be accomplished by measuring the pump developed head at only one
point of the pump characteristic curve. This verifies both that the measured
performance is within an acceptable tolerance of the original pump baseline
performance and that the performance at the test flow is greater than or
equal to the performance assumed in the plant safety analysis. SRs are
specified in the Inservice Testing Program, which encompasses Section Xl
of the ASME Code. Section Xl of the ASME Code provides the activities
and Frequencies necessary to satisfy the requirements.

SR 3.5.2.4 and SR 3.5.2.5

These Surveillances demonstrate that each automatic ECCS valve actuates
to the required position on an actual or simulated SI signal and that each
ECCS pump starts on receipt of an actual or simulated SI signal. Note that
the Containment Recirculation system is a manually initiated system and is
not included as part of this SR. Additionally, this Surveillance is not required
for valves that are locked, sealed, or otherwise secured in the required
position under administrative controls. The 24 month Frequency is based on
the need to perform these Surveillances under the conditions that apply
during a plant outage and the potential for unplanned plant transients if the
Surveillances were performed with the reactor at power. The 24 month
Frequency is also acceptable based on consideration of the design reliability
(and confirming operating experience) of the equipment. The actuation logic
is tested as part of ESF Actuation System testing, and equipment
performance is monitored as part of the Inservice Testing Program.

SR 3.5.2.6

Realignment of valves in the flow path on an SI signal is necessary for
proper ECCS performance. These valves have stops to allow proper
positioning for restricted flow to a ruptured cold leg, ensuring that the other
cold legs receive at least the required minimum flow. Therefore, an
improperly positioned valve could result in the inoperability of more than one
injection flow path. The stops are set based on the results of the most
recent ECCS operational flow test. This SR does not include the variable
orifices that prevent HHSI pump runout when RCS pressure decreases
during an accident. The 24 month Frequency is based on the same reasons
as those stated in SR 3.5.2.4 and SR 3.5.2.5.
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SR 3.5.2.7

Periodic inspections of the containment and recirculation sumps ensure that
they are unrestricted and stay in proper operating condition. The 24 month
Frequency is based on the need to perform this Surveillance under the
conditions that apply during a plant outage and the need to have access to
the location. This Frequency is sufficient to detect abnormal degradation
based on industry operating experience.

REFERENCES 1. 10 CFR 50, Appendix A.

2. 10 CFR 50.46.

3. UFSAR, Section 6.2.

4. UFSAR, Chapter 14.

5. NRC Memorandum to V. Stello, Jr., from R.L. Baer, "Recommended
Interim Revisions to LCOs for ECCS Components,"
December 1, 1975.

6. IE Information Notice No. 87-01.
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B 3.5 EMERGENCY CORE COOLING SYSTEMS (ECCS)

B 3.5.3 ECCS - Shutdown

BASES

BACKGROUND The Background section for Bases 3.5.2, "ECCS - Operating," is applicable
to these Bases, with the following modifications.

In MODE 4, two ECCS High Head Safety Injection (HHSI) subsystems and
one ECCS Residual Heat Removal (RHR) subsystem are required.

The ECCS flow paths consist of piping, valves, heat exchangers, and pumps
such that water from the refueling water storage tank (RWST) can be
injected into the Reactor Coolant System (RCS) following the accidents
described in Bases 3.5.2.

APPLICABLE The Applicable Safety Analyses section of Bases 3.5.2 also applies to this
SAFETY Bases section.
ANALYSES

Due to the stable conditions associated with operation in MODE 4, core
cooling requirements lower than those following a Design Basis Accident
(DBA) initiated from 100% RTP, and the reduced probability of occurrence of
a DBA, the ECCS operational requirements are reduced. It is understood in
these reductions that certain automatic safety injection (SI) actuation is not
available. In this MODE, sufficient time exists for manual actuation of the
required ECCS to mitigate the consequences of a DBA.

Only two ECCS HHSI subsystems (high head) and one ECCS RHR
subsystem (low head) are required for MODE 4. This requirement dictates
that single failures are not considered during this MODE of operation. The
ECCS trains satisfy Criterion 3 of 10 CFR 50.36(c)(2)(ii).

LCO In MODE 4, two ECCS HHSI subsystems (high head) and one ECCS RHR
subsystem (low head) are required to be OPERABLE to ensure ECCS flow
is available to the core following a DBA. Each required subsystem includes
the piping, instruments, and controls to ensure an OPERABLE flow path
capable of taking suction from the RWST and transferring suction to the
containment sump. Either RHR heat exchanger may be used with either
RHR pump to meet requirements for an RHR subsystem.
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During an event requiring ECCS actuation, a flow path is required to provide
an abundant supply of water from the RWST to the RCS via the ECCS
pumps and their respective supply headers to each of the four cold leg
injection nozzles. In the long term, this flow path may be switched to take its
supply from the containment sump and to deliver its flow to the RCS hot and
cold legs.

This LCO is modified by a Note that allows an RHR subsystem to be
considered OPERABLE during alignment and operation for decay heat
removal, if capable of being manually realigned (remote or local) to the
ECCS mode of operation and not otherwise inoperable. This allows
operation in the RHR mode during MODE 4.

An HHSI subsystem is considered OPERABLE when injection capability is
blocked to meet requirements of LCO 3.4.12, if capable of being manually
realigned (remote or local) to the ECCS mode of operation and not
otherwise inoperable. This allows injection capability to be blocked in
MODE 4 if needed to satisfy the requirements of LCO 3.4.12, Low
Temperature Overpressure Protection (LTOP)."

APPLICABILITY In MODES 1, 2, and 3, the OPERABILITY requirements for ECCS are
covered by LCO 3.5.2.

In MODE 4 with RCS temperature below 3501F, two ECCS HHSI
subsystems and one ECCS RHR subsystem are acceptable without single
failure consideration, on the basis of the stable reactivity of the reactor and
the limited core cooling requirements.

In MODES 5 and 6, plant conditions are such that the probability of an event
requiring ECCS injection is extremely low. Core cooling requirements in
MODE 5 are addressed by LCO 3.4.7, "RCS Loops - MODE 5, Loops Filled,"
and LCO 3.4.8, "RCS Loops - MODE 5, Loops Not Filled." MODE 6 core
cooling requirements are addressed by LCO 3.9.4, "Residual Heat Removal
(RHR) and Coolant Circulation - High Water Level," and LCO 3.9.5,
"Residual Heat Removal (RHR) and Coolant Circulation - Low Water Level."
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B 3.5.3

BASES

ACTIONS A Note prohibits the application of LCO 3.0.4.b to inoperable ECCS High
Head Safety Injection subsystems when entering MODE 4. There is an
increased risk associated with entering MODE 4 from MODE 5 with an
inoperable ECCS high head subsystems and the provisions of LCO 3.0.4.b,
which allow entry into a MODE or other specified condition in the
Applicability with the LCO not met after performance of a risk assessment
addressing inoperable systems and components, should not be applied in
this circumstance.

A.1

With no ECCS RHR subsystem OPERABLE, the plant is not prepared to
respond to a loss of coolant accident or to continue a cooldown using the
RHR pumps and heat exchangers. The Completion Time of immediately to
initiate actions that would restore at least one ECCS RHR subsystem to
OPERABLE status ensures that prompt action is taken to restore the
required cooling capacity. Normally, in MODE 4, reactor decay heat is
removed from the RCS by an RHR loop. If no RHR loop is OPERABLE for
this function, reactor decay heat must be removed by some alternate
method, such as use of the steam generators. The alternate means of heat
removal must continue until the inoperable RHR loop components can be
restored to operation so that decay heat removal is continuous.

With both RHR pumps and heat exchangers inoperable, it would be unwise
to require the plant to go to MODE 5, where the only available heat removal
system is the RHR. Therefore, the appropriate action is to initiate measures
to restore one ECCS RHR subsystem and to continue the actions until the
subsystem is restored to OPERABLE status.

B.1

With one of the two required ECCS HHSI subsystems inoperable, the
remaining HHSI subsystem and the RHR subsystem maintain substantial
capability for the mitigation of a large spectrum of both large and small break
LOCAs in MODE 4. Therefore, a Completion Time of 48 hours for
restoration of the inoperable subsystem is warranted.
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BASES
ACTIONS (continued)

C.1

With no ECCS HHSI subsystem OPERABLE, due to the inoperability of the
pump or flow path from the RWST, the plant is not prepared to provide high
pressure response to Design Basis Events requiring S. The 1 hour
Completion Time to restore at least one ECCS HHSI subsystem to
OPERABLE status ensures that prompt action is taken to provide the
required cooling capacity or to initiate actions to place the plant in MODE 5,
where an ECCS subsystem is not required.

D.1

When the Required Actions of Conditions B or C cannot be completed within
the required Completion Time, a controlled shutdown should be initiated.
Twenty-four hours is a reasonable time, based on operating experience, to
reach MODE 5 in an orderly manner and without challenging plant systems
or operators.

SURVEILLANCE SR 3.5.3.1
REQUIREMENTS

The applicable Surveillance descriptions from Bases 3.5.2 apply.

REFERENCES The applicable references from Bases 3.5.2 apply.
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B 3.5.4

B 3.5 EMERGENCY CORE COOLING SYSTEMS (ECCS)

B 3.5.4 Refueling Water Storage Tank (RWST)

BASES

BACKGROUND The RWST supplies borated water to the Chemical and Volume Control
System (CVCS) during abnormal operating conditions, to the refueling cavity
during refueling, and to the ECCS and the Containment Spray System
during accident conditions.

The RWST supplies the ECCS and the Containment Spray System during
the injection phase of a loss of coolant accident (LOCA) recovery. A motor
operated isolation valve is provided in each line to isolate the RWST from
the ECCS once the system has been transferred to the recirculation mode.
The switchover to the cold leg recirculation phase is manually initiated when
the RWST level has reached the low-low alarm setpoint and sufficient
coolant inventory to support pump operation in recirculation mode is verified
to be in the containment. Use of a single RWST to supply both trains of the
ECCS and Containment Spray System is acceptable since the RWST is a
passive component, and passive failures are not required to be assumed to
occur coincidentally with Design Basis Events.

During normal operation in MODES 1, 2, and 3, the high head safety
injection (HHSI) and residual heat removal (RHR) pumps are aligned to take
suction from the RWST. In MODE 4, HHSI pumps may be secured
consistent with requirements for low temperature overpressure protection
and RHR pumps may be aligned for decay heat removal.

The ECCS and Containment Spray System pumps are provided with
recirculation lines that ensure each pump can maintain minimum flow
requirements when operating for limited periods of time at or near shutoff
head conditions.

When the suction for the ECCS pumps is transferred to the recirculation
sump or containment sump, the RWST flow paths must be isolated to
prevent a release of the containment sump contents to the RWST, which
could result in a release of contaminants to the atmosphere and the eventual
loss of suction head for the ECCS pumps.

This LCO ensures that:

a. The RWST contains sufficient borated water to support the ECCS
during the injection phase,
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B 3.5.4

BASES
BACKGROUND (continued)

b. Sufficient water volume exists in the recirculation or containment
sump to support continued operation of the ECCS pumps at the time of
transfer to the recirculation mode of cooling, and

c. The reactor remains subcritical following a LOCA.

Insufficient water in the RWST could result in insufficient cooling capacity
when the transfer to the recirculation mode occurs. Improper boron
concentrations could result in a reduction of SDM or excessive boric acid
precipitation in the core following the LOCA, as well as excessive caustic
stress corrosion of mechanical components and systems inside the
containment due to improper pH in the sumps.

APPLICABLE
SAFETY
ANALYSES

During accident conditions, the RWST provides a source of borated water to
the ECCS and Containment Spray System pumps. As such, it provides
containment cooling and depressurization, core cooling, and replacement
inventory and is a source of negative reactivity for reactor shutdown
(Ref. 1). The design basis transients and applicable safety analyses
concerning each of these systems are discussed in the Applicable Safety
Analyses section of B 3.5.2, "ECCS - Operating," B 3.5.3, "ECCS -
Shutdown," and B 3.6.6, "Containment Spray System and Containment Fan
Cooler Unit (FCU) System." These analyses are used to assess changes to
the RWST in order to evaluate their effects in relation to the acceptance
limits in the analyses.

The RWST must also meet volume, boron concentration, and temperature
requirements for non-LOCA events. The volume is not an explicit
assumption in non-LOCA events since the required volume is a small
fraction of the available volume. The deliverable volume limit is set by the
LOCA and containment analyses. For the RWST, the deliverable volume is
different from the total volume contained since, due to the design of the tank,
more water can be contained than can be delivered. The minimum boron
concentration is an explicit assumption in the main steam line break (MSLB)
analysis to ensure the required shutdown capability. The maximum
temperature ensures that the amount of cooling provided from the RWST is
consistent with safety analysis assumptions; the minimum is an assumption
in both the MSLB and inadvertent ECCS actuation analyses, although the
inadvertent ECCS actuation event is typically nonlimiting.
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APPLICABLE SAFETY ANALYSES (continued)

The specified minimum water quantity for the RWST (345,000 gallons)
includes the minimum quantity required for the injection phase (246,000
gallons) for accident mitigation, the minimum quantity of water required
during the recirculation phase (60,000 gallons) for accident mitigation, and a
sufficient quantity of water (39,000 gallons) to allow for instrument
inaccuracies, additional margin, and for water that is unavailable from the
bottom of the tank.

The minimum RWST boron concentration ensures that the reactor core will
remain subcritical during long term recirculation with all control rods fully
withdrawn following a postulated large break LOCA.

The upper limit on boron concentration of 2500 ppm is used to determine the
maximum allowable time to switch to hot leg recirculation following a
LOCA. The purpose of switching from cold leg to hot leg injection is to avoid
boron precipitation in the core following the accident.

In the ECCS analysis, the containment spray temperature is assumed to be
equal to the RWST lower temperature limit of 400F. If the lower temperature
limit is violated, the containment spray further reduces containment
pressure, which decreases the rate at which steam can be vented out the
break and increases peak clad temperature. Additionally, the lower limit on
RWST temperature limits thermal shock to the ECCS injection nozzles and
the reactor pressure vessel. The upper temperature limit of 1 00F is used in
the small break LOCA analysis and containment OPERABILITY analysis.
Exceeding this temperature will result in a higher peak clad temperature,
because there is less heat transfer from the core to the injected water for the
small break LOCA and higher containment pressures due to reduced
containment spray cooling capacity. For the containment response following
an MSLB, the lower limit on boron concentration and the upper limit on
RWST water temperature are used to maximize the total energy release to
containment.

Following a LOCA, switchover from the injection phase to the recirculation
phase must occur before the RWST empties to prevent damage to the
pumps and a loss of cooling capability. For similar reasons, switchover must
not occur before there is sufficient water in the containment to support
recirculation pump suction.
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BASES
APPLICABLE SAFETY ANALYSES (continued)

The P2 ESFAS design does not include automatic switchover from the
safety injection mode to the recirculation mode of operation based on low
level in the RWST coincident with a safety injection signal. This function is
performed manually by the operator who must be alerted by redundant
alarms that annunciate RWST level low low. The switchover to the cold leg
recirculation phase is manually initiated when the RWST level has reached
the low low alarm setpoint and sufficient coolant inventory to support pump
operation in recirculation mode is verified to be in the containment.

The RWST level low low alarm setpoint has both upper and lower limits.
The upper limit is set to ensure that switchover does not occur until there is
adequate water inventory in the containment to provide ECCS pump suction.
(This is confirmed by recirculation and/or containment sump level indication.)
The lower limit is set to ensure switchover occurs before the RWST empties,
to prevent ECCS pump damage.

Requiring 2 channels of RWST level low low alarm ensures that the alarm
function will be available assuming a single failure of one channel.

The RWST satisfies Criterion 3 of 10 CFR 50.36(c)(2)(ii).

LCO The RWST ensures that an adequate supply of borated water is available to
cool and depressurize the containment in the event of a Design Basis
Accident (DBA), to cool and cover the core in the event of a LOCA, to
maintain the reactor subcritical following a DBA, and to ensure adequate
level in the recirculation and containment sump to support ECCS operation
in the recirculation mode.

To be considered OPERABLE, the RWST must meet the water volume,
boron concentration, and temperature limits established in the SRs.

RWST OPERABILITY requires OPERABILITY of two channels of the RWST
level low low alarm. This is required because the P2 ESFAS design does
not include automatic switchover from the safety injection mode to the
recirculation mode of operation based on low level in the RWST coincident
with a safety injection signal. This function is performed manually by the
operator who must be alerted by redundant alarms that annunciate RWST
level low low. The switchover to the cold leg recirculation phase is manually
initiated when the RWST level has reached the low low alarm setpoint and
sufficient coolant inventory to support pump operation in recirculation mode
is verified to be in the containment.
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APPLICABILITY In MODES 1, 2, 3, and 4, RWST OPERABILITY requirements are dictated
by ECCS and Containment Spray System OPERABILITY requirements.
Since both the ECCS and the Containment Spray System must be
OPERABLE in MODES 1, 2,3, and 4, the RWST must also be OPERABLE
to support their operation. Core cooling requirements in MODE 5 are
addressed by LCO 3.4.7, "RCS Loops - MODE 5, Loops Filled," and
LCO 3.4.8, "RCS Loops - MODE 5, Loops Not Filled." MODE 6 core cooling
requirements are addressed by LCO 3.9.4, "Residual Heat Removal (RHR)
and Coolant Circulation - High Water Level," and LCO 3.9.5, "Residual Heat
Removal (RHR) and Coolant Circulation - Low Water Level."

ACTIONS A.1

With RWST boron concentration or borated water temperature not within
limits of SR 3.5.4.3 or SR 3.5.4.1, respectively, they must be returned to
within limits within 8 hours. Under these conditions neither the ECCS nor
the Containment Spray System can perform its design function. Therefore,
prompt action must be taken to restore the tank to OPERABLE condition.
The 8 hour limit to restore the RWST temperature or boron concentration to
within limits was developed considering the time required to change either
the boron concentration or temperature and the fact that the contents of the
tank are still available for injection.

B.1

Condition B applies when one channel of the RWST level low low alarm is
inoperable. Required Action B.1 requires restoring the inoperable channel to
OPERABLE status within 7 days. The 7 day Completion Time for restoration
of redundancy to the alarm function is needed because the P2 ESFAS
design does not include automatic switchover from the safety injection mode
to the recirculation mode of operation based on low level in the RWST
coincident with a safety injection signal. This function is performed manually
by the operator who is alerted by the RWST level low low alarm as the
primary indicator for determining the time for the switchover. The 7 day
Completion Time for restoration of redundancy for this alarm function is
acceptable because of the remaining alarm channel and the availability of
containment and recirculation sump level indication in the control room.
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ACTIONS (continued)

C.1

With the RWST inoperable for reasons other than Condition A or B (e.g.,
water volume not within limit of SR 3.5.4.2 or both RWST level alarms
inoperable), it must be restored to OPERABLE status within 1 hour.

In this Condition, neither the ECCS nor the Containment Spray System can
perform its design function. Therefore, prompt action must be taken to
restore the tank to OPERABLE status or to place the plant in a MODE in
which the RWST is not required. The short time limit of 1 hour to restore the
RWST to OPERABLE status is based on this condition simultaneously
affecting redundant trains.

D.1 and D.2

If the RWST cannot be returned to OPERABLE status within the associated
Completion Time, the plant must be brought to a MODE in which the
LCO does not apply. To achieve this status, the plant must be brought to at
least MODE 3 within 6 hours and to MODE 5 within 36 hours. The allowed
Completion Times are reasonable, based on operating experience, to reach
the required plant conditions from full power conditions in an orderly manner
and without challenging plant systems.

SURVEILLANCE SR 3.5.4.1
REQUIREMENTS

The RWST borated water temperature should be verified every 24 hours to
be within the limits assumed in the accident analyses band. This Frequency
is sufficient to identify a temperature change that would approach either limit
and has been shown to be acceptable through operating experience.

SR 3.5.4.2

The RWST water volume should be verified every 7 days to be above the
required minimum level in order to ensure that a sufficient initial supply is
available for injection and containment spray and to support continued
ECCS operation on recirculation. Since the RWST volume is normally
stable and is protected by an alarm, a 7 day Frequency is appropriate and
has been shown to be acceptable through operating experience.
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SURVEILLANCE REQUIREMENTS (continued)

SR 3.5.4.3

The boron concentration of the RWST should be verified every 31 days to be
within the required limits. This SR ensures that the reactor will remain
subcritical following a LOCA. Further, it assures that the resulting sump pH
will be maintained in an acceptable range so that boron precipitation in the
core will not occur and the effect of chloride and caustic stress corrosion on
mechanical systems and components will be minimized. Since the RWST
volume is normally stable, a 31 day sampling Frequency to verify boron
concentration is appropriate and has been shown to be acceptable through
operating experience.

SR 3.5.4.4

A CHANNEL CALIBRATION of the RWST level alarm is performed at least
every 92 days. CHANNEL CALIBRATION is a complete check of the level
alarm loop including the required alarm. The test verifies the RWST level
alarm responds to RWST level within the required range and accuracy. The
test also verifies that the RWST level indicating switch will cause the low low
level alarm to annunciate to ensure the operator is alerted to start the
switchover to the recirculation mode during accident conditions. The
frequency is based on operating experience.

REFERENCES 1. UFSAR, Chapter 6 and Chapter 14.
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B 3.6 CONTAINMENT SYSTEMS

B 3.6.1 Containment

BASES

BACKGROUND The containment consists of the concrete reactor building, its steel liner, and
the penetrations through this structure. The structure is designed to contain
radioactive material that might be released from the reactor core following a
design basis loss of coolant accident (LOCA). Additionally, this structure
provides shielding from the fission products that may be present in the
containment atmosphere following accident conditions.

The containment is a reinforced concrete structure with a cylindrical wall, a
flat foundation mat, and a dome roof. The inside surface of the containment
is lined with a carbon steel liner to ensure a high degree of leak tightness
during operating and accident conditions.

The concrete reactor building is required for structural integrity of the
containment under Design Basis Accident (DBA) conditions. The steel liner
and its penetrations establish the leakage limiting boundary of the
containment. Maintaining the containment OPERABLE limits the leakage of
fission product radioactivity from the containment to the environment.
SR 3.6.1.1 leakage rate requirements comply with 10 CFR 50, Appendix J,
Option B (Ref. 1), as modified by approved exemptions.

The isolation devices for the penetrations in the containment boundary are a
part of the containment leak tight barrier. To maintain this leak tight barrier:

a. All penetrations required to be closed during accident conditions are
either:

1. Capable of being closed by an OPERABLE automatic
containment isolation system or

2. Closed by manual valves, blind flanges, or de-activated
automatic valves secured in their closed positions, except as
provided in LCO 3.6.3, "Containment Isolation Valves,"

b. Each air lock is OPERABLE, except as provided in LCO 3.6.2,
"Containment Air Locks,"

c. The equipment hatch is properly closed,
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BACKGROUND (continued)

d. The Isolation Valve Seal Water (IVSW) system is OPERABLE,
except as provided in LCO 3.6.9, and

e. The Weld Channel and Penetration Pressurization System (WC&PPS)
is OPERABLE, except as provided in LCO 3.6.10.

APPLICABLE The safety design basis for the containment is that the containment must
SAFETY withstand the pressures and temperatures of the limiting Design Basis
ANALYSES Accident (DBA) without exceeding the design leakage rate.

The DBAs that result in a challenge to containment OPERABILITY from high
pressures and temperatures are a LOCA and a steam line break (Ref. 2). In
addition, release of significant fission product radioactivity within
containment can occur from a LOCA or rod ejection accident (REA). In the
DBA analyses, it is assumed that the containment is OPERABLE such that,
for the DBAs involving release of fission product radioactivity, release to the
environment is controlled by the rate of containment leakage. The
containment was designed with an allowable leakage rate of 0.1% of
containment air weight per day (Ref. 2). This leakage rate, used to evaluate
offsite doses resulting from accidents, is defined in 10 CFR 50, Appendix J,
Option B (Ref. 1), as La: the maximum allowable containment leakage rate
at the calculated peak containment internal pressure (Pa) resulting from the
limiting design basis LOCA. The allowable leakage rate represented by La
forms the basis for the acceptance criteria imposed on all containment
leakage rate testing. In accordance with Technical Specification 5.5.14, the
as found measured containment leakage rate must be less than 1.0 La,
where La is equal to 0.1 weight percent (W/o) per day of containment steam
air atmosphere at 47 psig and 271 F, which are the peak accident pressure
and temperature conditions. Prior to the first entry into a MODE where
containment integrity is required following performance of SR 3.6.1.1, the as
left leakage rate must meet the acceptance criteria of Technical
Specification 5.5.14.d.

Satisfactory leakage rate test results are a requirement for the establishment
of containment OPERABILITY.

The containment satisfies Criterion 3 of 10 CFR 50.36(c)(2)(ii).
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LCO Containment OPERABILITY is maintained by limiting leakage to < 1.0 La,
except prior to the first startup after performing a required Containment
Leakage Rate Testing Program leakage test in accordance with Technical
Specification 5.5.14. At this time the applicable leakage limits in Technical
Specification 5.5.14 must be met.

Compliance with this LCO will ensure a containment configuration, including
the equipment hatch, that is structurally sound and that will limit leakage to
less than the leakage rates assumed in the safety analysis.

Individual leakage rates specified for the containment air lock (LCO 3.6.2)
are not specifically part of the acceptance criteria of 10 CFR 50, Appendix J.
Therefore, leakage rates exceeding these individual limits only result in the
containment being inoperable when the leakage results in exceeding the
overall acceptance criteria of 1.0 La.

APPLICABILITY In MODES 1, 2, 3, and 4, a DBA could cause a
release of radioactive material into containment. In MODES 5 and 6, the
probability and consequences of these events are reduced due to the
pressure and temperature limitations of these MODES. Therefore,
containment is not required to be OPERABLE in MODE 5 to prevent leakage
of radioactive material from containment. The requirements for containment
during MODE 6 are addressed in LCO 3.9.3, Containment Penetrations."

ACTIONS A.1

In the event containment is inoperable, containment must be restored to
OPERABLE status within 4 hours. The 4 hour Completion Time provides
time to correct the problem commensurate with the importance of
maintaining containment during MODES 1, 2, 3, and 4. This time period
also ensures that the probability of an accident (requiring containment
OPERABILITY) occurring during periods when containment is inoperable is
minimal.

B.1 and B.2

If containment cannot be restored to OPERABLE status within the required
Completion Time, the plant must be brought to a MODE in which the
LCO does not apply. To achieve this status, the plant must be brought to at
least MODE 3 within 6 hours and to MODE 5 within 36 hours. The allowed
Completion Times are reasonable, based on operating experience, to reach
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ACTIONS (continued)

the required plant conditions from full power conditions in an orderly manner
and without challenging plant systems.

SURVEILLANCE SR 3.6.1.1
REQUIREMENTS

Maintaining the containment OPERABLE requires compliance with the visual
examinations and leakage rate test requirements of the Containment
Leakage Rate Testing Program in Technical Specification 5.5.14. Failure to
meet air lock leakage limits specified in LCO 3.6.2 does not invalidate the
acceptability of these overall leakage determinations unless their
contribution to overall Type A, B, and C leakage causes that to exceed
limits. In accordance with Technical Specification 5.5.14, the as found
measured containment leakage rate must be less than 1.0 La, where La is
equal to 0.1 W/o per day of containment steam air atmosphere at 47 psig and
271IF, which are the peak accident pressure and temperature conditions.
Prior to the first entry into a MODE where containment integrity is required
following performance of SR 3.6.1.1, the as left leakage rate must meet the
acceptance criteria of Technical Specification 5.5.14.d. At all other times
between required leakage rate tests, the acceptance criteria is based on an
overall Type A leakage limit of 1.0 La. At 1.0 La the offsite dose
consequences are bounded by the assumptions of the safety analysis.
SR Frequencies are as required by the Containment Leakage Rate Testing
Program. These periodic testing requirements verify that the containment
leakage rate does not exceed the leakage rate assumed in the safety
analysis.

REFERENCES 1. 10 CFR 50, Appendix J, Option B.

2. UFSAR, Chapter 14.

3. UFSAR, Section 5.

4. Safety Evaluation by the Office of Nuclear Reactor Regulation
Related to Amendment No. 211 to Facility Operating License
No. DPR-26, July 27, 2000.
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B 3.6 CONTAINMENT SYSTEMS

B 3.6.2 Containment Air Locks

BASES

BACKGROUND Containment air locks form part of the containment pressure boundary and
provide a means for personnel access during all MODES of operation.

Each air lock is a cylinder with a door at each end. One of the air locks is an
integral part of the containment structure and the other is an integral part of
the containment equipment hatch. Otherwise, the two air locks function
identically. Each air lock door has been designed and tested to certify its
ability to withstand a pressure in excess of the maximum expected pressure
following a Design Basis Accident (DBA) in containment. As such, closure
of a single door supports containment OPERABILITY.

Each air lock door and the equipment hatch is designed with double
gasketed seals to permit pressurization between the gaskets. The double
gasketed seals are normally pressurized above accident pressure. Finally,
to effect a leak tight seal, the air lock design uses pressure seated doors (an
increase in containment internal pressure results in increased sealing force
on each door) and local leakage rate testing capability is available to ensure
containment integrity is being maintained.

The doors are interlocked to prevent simultaneous opening of the inner and
outer door. This interlock is a requirement for OPERABILITY. During
periods when containment is not required to be OPERABLE, the door
interlock mechanism may be disabled, allowing both doors of an air lock to
remain open for extended periods when frequent containment entry is
necessary.

Each personnel air lock is provided with limit switches on both doors that
provide control room indication of when an airlock door is not fully closed.

The containment air locks form part of the containment pressure boundary.
As such, air lock integrity and leak tightness is essential for maintaining the
containment leakage rate within limit in the event of a DBA. Not maintaining
air lock integrity or leak tightness may result in a leakage rate in excess of
that assumed in the unit safety analyses.
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BASES

APPLICABLE
SAFETY
ANALYSES

The DBAs that result in a release of radioactive material within containment
are a loss of coolant accident and a rod ejection accident. In the analysis of
each of these accidents, it is assumed that containment is OPERABLE such
that release of fission products to the environment is controlled by the rate of
containment leakage. The containment was designed with an allowable
leakage rate of 0.1% of containment air weight per day (Ref. 2). This
leakage rate is defined in 10 CFR 50, Appendix J, Option B (Ref. 1), as
La = 0.1% of containment steam air weight per day, the maximum allowable
containment leakage rate at the calculated peak containment internal
pressure following a design basis LOCA. This allowable leakage rate forms
the basis for the acceptance criteria imposed on the SRs associated with the
air locks.

The containment air locks satisfy Criterion 3 of 10 CFR 50.36(c)(2)(ii).

LCO Each containment air lock forms part of the containment pressure boundary.
As part of the containment pressure boundary, the air lock safety function is
related to control of the containment leakage rate resulting from a DBA.
Thus, each air lock's structural integrity and leak tightness are essential to
the successful mitigation of such an event.

Each air lock is required to be OPERABLE. For the air lock to be considered
OPERABLE, the air lock interlock mechanism must be OPERABLE, the air
lock must be in compliance with the Type B air lock leakage test, and both
air lock doors must be OPERABLE. The interlock allows only one air lock
door of an air lock to be opened at one time. This provision ensures that a
gross breach of containment does not exist when containment is required to
be OPERABLE. Closure of a single door in each air lock is sufficient to
provide a leak tight barrier following postulated events. Nevertheless, both
doors are kept closed when the air lock is not being used for normal entry
into or exit from containment.

The program established by Technical Specification 5.5.14, "Containment
Leakage Rate Testing Program," which conforms to NEI 94-01,
Section 10.2.2 (Ref. 3) for Containment Air Locks, requires that air lock
doors opened during periods when containment integrity is required must be
tested within 7 days after being opened. For Indian Point 2, which has air
locks with testable seals, this requirement is satisfied in accordance with
ANSI/ANS-56.8-1994 "Containment System Leakage Testing
Requirements," (Ref. 4) by verifying that seals re-pressurize to the required
pressure after an airlock door is closed. Pressurization of air lock seals is
not required for air lock OPERABILITY except as needed to satisfy testing
requirements after being opened.
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APPLICABILITY In MODES 1, 2, 3, and 4, a DBA could cause a release of radioactive
material to containment. In MODES 5 and 6, the probability and
consequences of these events are reduced due to the pressure and
temperature limitations of these MODES. Therefore, the containment air
locks are not required in MODE 5 to prevent leakage of radioactive material
from containment. The requirements for the containment air locks during
MODE 6 are addressed in LCO 3.9.3, Containment Penetrations."

ACTIONS The ACTIONS are modified by a Note that allows entry and exit to perform
repairs on the affected air lock component. If the outer door is inoperable,
then it may be easily accessed for most repairs. If the inner door is
inoperable, it is preferred that the air lock be accessed from inside
containment by entering through the other OPERABLE air lock. However, if
this is not practicable, or if repairs on either door must be performed from the
barrel side of the door then it is permissible to enter the air lock through the
OPERABLE door, which means there is a short time during which the
containment boundary is not intact (during access through the OPERABLE
door). The ability to open the OPERABLE door, even if it means the
containment boundary is temporarily not intact, is acceptable due to the low
probability of an event that could pressurize the containment during the short
time in which the OPERABLE door is expected to be open. After each entry
and exit, the OPERABLE door must be immediately closed. If ALARA
conditions permit, entry and exit should be via an OPERABLE air lock.

When personnel are in containment and air lock doors are locked to comply
with Required Actions, required locks may be removed to facilitate
emergency exit provided a person is stationed at the door to ensure that the
door remains closed except for emergency ingress or egress.

A second Note has been added to provide clarification that, for this LCO,
separate Condition entry is allowed for each air lock. This is acceptable,
since the Required Actions for each Condition provide appropriate
compensatory actions for each inoperable air lock. Complying with the
Required Actions may allow for continued operation, and a subsequent
inoperable air lock is governed by subsequent Condition entry and
application of associated Required Actions.

In the event the air lock leakage results in exceeding the overall containment
leakage rate, Note 3 directs entry into the applicable Conditions and
Required Actions of LCO 3.6.1, "Containment."
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Note 4 was added to require entry into applicable Conditions and Required
Actions of LCO 3.6.10, "Weld Channel and Penetration Pressurization
System (WC&PPS)," when required WC&PPS supply to an air lock is
inoperable. As stated previously, pressurization of air lock seals is not
required for air lock OPERABILITY except as needed to satisfy testing
requirements after an air lock door is opened. Therefore, if WC&PPS to the
airlock is otherwise OPERABLE, isolation of the WC&PPS supply to an air
lock does not cause either WC&PPS or the air lock door to be inoperable.

A.1, A.2, and A.3

With one air lock door in one or more containment air locks inoperable, the
OPERABLE door must be verified closed (Required Action A.1) in each
affected containment air lock. This ensures that a leak tight containment
barrier is maintained by the use of an OPERABLE air lock door. This action
must be completed within 4 hours. This specified time period is consistent
with the ACTIONS of LCO 3.6.1, which requires containment be restored to
OPERABLE status within 4 hours.

In addition, the affected air lock penetration must be isolated by locking
closed the OPERABLE air lock door within the 24 hour Completion Time.
The 24 hour Completion Time is reasonable for locking the OPERABLE air
lock door, considering the OPERABLE door of the affected air lock is being
maintained closed.

Required Action A.3 verifies that an air lock with an inoperable door has
been isolated by the use of a locked and closed OPERABLE air lock door.
This ensures that an acceptable containment leakage boundary is
maintained. The Completion Time of once per 31 days is based on
engineering judgment and is considered adequate in view of the low
likelihood of a locked door being mispositioned and other administrative
controls. Required Action A.3 is modified by a Note that applies to air lock
doors located in high radiation areas and allows these doors to be verified
locked closed by use of administrative means. Allowing verification by
administrative means is considered acceptable, since access to these areas
is typically restricted. Therefore, the probability of misalignment of the door,
once it has been verified to be in the proper position, is small.

The Required Actions have been modified by two Notes. Note 1 ensures
that only the Required Actions and associated Completion Times of
Condition C are required if both doors in the same air lock are inoperable.
With both doors in the same air lock inoperable, an OPERABLE door is not
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available to be closed. Required Actions C.1 and C.2 are the appropriate
remedial actions. The exception of Note 1 does not affect tracking the
Completion Time from the initial entry into Condition A; only the requirement
to comply with the Required Actions. Note 2 allows use of the air lock for
entry and exit for 7 days under administrative controls if both air locks have
an inoperable door. This 7 day restriction begins when the second air lock is
discovered inoperable. Containment entry may be required on a periodic
basis to perform Technical Specifications (TS) Surveillances and Required
Actions, as well as other activities on equipment inside containment that are
required by TS or activities on equipment that support TS-required
equipment. This Note is not intended to preclude performing other activities
(i.e., non-TS required activities) if the containment is entered, using the
inoperable air lock, to perform an allowed activity listed above. This
allowance is acceptable due to the low probability of an event that could
pressurize the containment during the short time that the OPERABLE door is
expected to be open.

B.1. B.2, and B.3

With an air lock interlock mechanism inoperable in one or more air locks, the
Required Actions and associated Completion Times are consistent with
those specified in Condition A.

The Required Actions have been modified by two Notes. Note 1 ensures
that only the Required Actions and associated Completion Times of
Condition C are required if both doors in the same air lock are inoperable.
With both doors in the same air lock inoperable, an OPERABLE door is not
available to be closed. Required Actions C.I and C.2 are the appropriate
remedial actions. Note 2 allows entry into and exit from containment under
the control of a dedicated individual stationed at the air lock to ensure that
only one door is opened at a time (i.e., the individual performs the function of
the interlock).

Required Action B.3 is modified by a Note that applies to air lock doors
located in high radiation areas and allows these doors to be verified locked
closed by use of administrative means. Allowing verification by
administrative means is considered acceptable, since access to these areas
is typically restricted. Therefore, the probability of misalignment of the door,
once it has been verified to be in the proper position, is small.
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C.1. C.2, and C.3

With one or more air locks inoperable for reasons other than those described
in Condition A (one door inoperable) or B (interlock inoperable), Required
Action C1 requires action to be initiated immediately to evaluate previous
combined leakage rates using current air lock test results. An evaluation is
acceptable, since it is overly conservative to immediately declare the
containment inoperable if both doors in an air lock have failed a seal test or if
the overall air lock leakage is not within limits. In many instances (e.g., only
one seal per door has failed), containment remains OPERABLE, yet only
4 hours (per LCO 3.6.1) would be provided to restore the air lock door to
OPERABLE status prior to requiring a plant shutdown. In addition, even with
both doors failing the seal test, the overall containment leakage rate can still
be within limits.

Required Action C.2 requires that one door in the affected containment air
lock must be verified to be closed within the 4 hour Completion Time. This
specified time period is consistent with the ACTIONS of LCO 3.6.1, which
requires that containment be restored to OPERABLE status within 4 hours.

Additionally, the affected air lock(s) must be restored to OPERABLE status
within the 24 hour Completion Time unless Condition C is exited. The
specified time period is considered reasonable for restoring an inoperable air
lock to OPERABLE status, assuming that at least one door is maintained
closed in each affected air lock.

D.1 and D.2

If the inoperable containment air lock cannot be restored to OPERABLE
status within the required Completion Time, the plant must be brought to a
MODE in which the LCO does not apply. To achieve this status, the plant
must be brought to at least MODE 3 within 6 hours and to MODE 5 within
36 hours. The allowed Completion Times are reasonable, based on
operating experience, to reach the required plant conditions from full power
conditions in an orderly manner and without challenging plant systems.

SURVEILLANCE SR 3.6.2.1
REQUIREMENTS

Maintaining containment air locks OPERABLE requires compliance with the
leakage rate test requirements of Technical Specification 5.5.14,
"Containment Leakage Rate Testing Program." This SR reflects the leakage
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rate testing requirements with regard to air lock leakage (Type B leakage
tests). The acceptance criteria were established during initial air lock and
containment OPERABILITY testing. The periodic testing requirements verify
that the air lock leakage does not exceed the allowed fraction of the overall
containment leakage rate. The Frequency is required by Technical
Specification 5.5.14, "Containment Leakage Rate Testing Program."

The SR has been modified by two Notes. Note 1 states that an inoperable
air lock door does not invalidate the previous successful performance of the
overall air lock leakage test. This is considered reasonable since either air
lock door is capable of providing a fission product barrier in the event of a
DBA. Note 2 has been added to this SR requiring the results to be
evaluated against the acceptance criteria which is applicable to SR 3.6.1.1.
This ensures that air lock leakage is properly accounted for in determining
the combined Type B and C containment leakage rate.

SR 3.6.2.2

The air lock interlock is designed to prevent simultaneous opening of both
doors in a single air lock. Since both the inner and outer doors of an air lock
are designed to withstand the maximum expected post accident containment
pressure, closure of either door will support containment OPERABILITY.
Thus, the door interlock feature supports containment OPERABILITY while
the air lock is being used for personnel transit in and out of the containment.
Periodic testing of this interlock demonstrates that the interlock will function
as designed and that simultaneous opening of the inner and outer doors will
not inadvertently occur. Due to the purely mechanical nature of this
interlock, and given that the interlock mechanism is not normally challenged
when the containment air lock door is used for entry and exit (procedures
require strict adherence to single door opening), this test is only required to
be performed every 24 months. The 24 month Frequency is based on the
need to perform this Surveillance under the conditions that apply during a
plant outage, and the potential for loss of containment OPERABILITY if the
Surveillance were performed with the reactor at power. Operating
experience has shown these components usually pass the Surveillance
when performed at 24 month Frequency. The 24 month Frequency is based
on engineering judgment and is considered adequate given that the interlock
is not challenged during the use of the airlock.

REFERENCES 1. 10 CFR 50, Appendix J Option B.

2. UFSAR, Section 6.6.
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3. NEI 94-01, Section 10.2.2.

4. ANSIUANS-56.8-1994 "Containment System Leakage Testing
Requirements."

5. Safety Evaluation by the Office of Nuclear Reactor Regulation
Related to Amendment No. 211 to Facility Operating License No.
DPR-26, July 27, 2000.
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B 3.6 CONTAINMENT SYSTEMS

B 3.6.3 Containment Isolation Valves

BASES

BACKGROUND The containment isolation valves (CIVs) form part of the containment
pressure boundary and provide a means for fluid penetrations not serving
accident consequence limiting systems to be provided with two isolation
barriers that are closed on a containment isolation signal. These isolation
devices are either passive or active (automatic). Manual valves,
de-activated automatic valves secured in their closed position (including
check valves with flow through the valve secured), blind flanges, and closed
systems are considered passive devices. Check valves, or other automatic
valves designed to close without operator action following an accident, are
considered active devices. Two barriers in series are provided for each
penetration so that no single credible failure or malfunction of an active
component can result in a loss of isolation or leakage that exceeds limits
assumed in the safety analyses. One of these barriers may be a closed
system. These barriers (typically containment isolation valves) make up the
Containment Isolation System.

Automatic isolation signals are produced during accident conditions.
Containment Phase "A" isolation occurs upon receipt of a safety injection
signal. The Phase "A" isolation signal isolates nonessential process lines in
order to minimize leakage of fission product radioactivity. Containment
Phase "B" isolation occurs upon receipt of a containment pressure
High-High signal and isolates the remaining process lines, except systems
required for accident mitigation. In addition to the isolation signals listed
above, the containment purge supply and exhaust isolation valves and the
containment pressure relief line isolation valves receive an isolation signal
on a containment high radiation condition or manual signal as required by
LCO 3.3.6, "Containment Purge System and Pressure Relief Line Isolation
Instrumentation." Additionally, a high radiation signal from the monitor in the
plant vent will also isolate the containment purge system and pressure relief
line. As a result, the containment isolation valves (and blind flanges) help
ensure that the containment atmosphere will be isolated from the
environment in the event of a release of fission product radioactivity to the
containment atmosphere as a result of a Design Basis Accident (DBA).

The OPERABILITY requirements for containment isolation valves help
ensure that containment is isolated within the time limits assumed in the
safety analyses. Therefore, the OPERABILITY requirements provide
assurance that the containment function assumed in the safety analyses will
be maintained.
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Containment Purge Supply and Exhaust Isolation Valves

The containment purge system is independent of the primary auxiliary
building exhaust system, (except for the common exhaust fans) and includes
provisions for both supply and exhaust air. The supply system includes
roughing filters, heating coils, fan, supply penetration with two 36 inch
butterfly valves for isolation, and a purge supply distribution header inside
containment. The exhaust system includes exhaust penetration with two
36 inch butterfly valves, exhaust ductwork, filter bank with roughing, HEPA
and charcoal filters, fans and exhaust vent. The design full purge flow rate is
25,000 cfm.

The containment purge system isolation valves are not normally opened
when in MODES 1, 2, 3 and 4 because containment pressure control is
provided by the containment pressure relief line. However, containment
purge system isolation valves may be opened, as needed, for pressure
control, ALARA or air quality considerations for personnel entry, or for
Surveillances that require the valves to be open. This is acceptable because
the containment purge supply duct and exhaust duct are each equipped with
two solenoid-controlled, pneumatically operated butterfly valves (one inside
and one outside of the containment) to be used for isolation purposes. The
valves are automatically closed upon receipt of a safety injection signal or
high-containment radiation signal and are spring-loaded to fail closed on loss
of control signal or instrument air. Valve travel is limited to a maximum of
60 degrees to ensure that the valves will be able to close against the
maximum calculated design-basis accident pressure of 47 psig. An
adjustable position setting on the actuators allows the valves to be opened
to a full 90 degree position when containment integrity is not required.

When the containment purge system isolation valves are closed, the space
between each set of valves is pressurized above containment design
pressure from the WC&PPS in accordance with LCO 3.6.10, Weld Channel
and Penetration Pressurization System (WC&PPS)."

Containment Pressure Relief Line Isolation Valves

The normal pressure changes in the containment during reactor power
operation, and during plant cooldown are handled by the containment
pressure relief line. Because the line is intended to be opened periodically
during reactor power operation, three 10 inch butterfly valves in series are
provided for isolation, one inside and two outside the containment. The
design and operation of these valves is similar to the containment purge
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supply and exhaust isolation valves. The valves are automatically closed
upon receipt of a safety injection signal or high-containment radiation signal
and are equipped with an accumulator to assure each valve can close even
if the air supply is lost. Valve travel is limited to a maximum of 60 degrees to
ensure that the valves will be able to close against the maximum calculated
design-basis accident pressure of 47 psig.

When the containment pressure relief line isolation valves are closed, the
two spaces between the three valves is pressurized above containment
design pressure from the WC&PPS in accordance with LCO 3.6.10, "Weld
Channel and Penetration Pressurization System (WC&PPS).'

APPLICABLE The containment isolation valve LCO was derived from the assumptions
SAFETY related to establishing the containment boundary during major accidents. As
ANALYSES part of the containment boundary, containment isolation valve

OPERABILITY supports leak tightness of the containment. Therefore, the
safety analysis of any event requiring isolation of containment is applicable
to this LCO.

The DBAs that result in a release of radioactive material within containment
are a loss of coolant accident (LOCA) and a rod ejection accident (Ref. 1). In
the analyses for each of these accidents, it is assumed that containment
isolation valves are either closed or function to close within the required
isolation time following event initiation. This ensures that potential paths to
the environment through containment isolation valves (including containment
purge valves) are minimized. The containment purge (supply and exhaust)
and the containment pressure relief line may be opened in MODES 1, 2, 3
and 4, as needed, for pressure control, ALARA or air quality considerations
for personnel entry, or for Surveillances that require the valves to be open.
This is acceptable because the containment purge (supply and exhaust) and
the containment pressure relief line are each equipped with redundant
containment isolation valves that are automatically closed upon receipt of a
safety injection signal or high-containment radiation signal in containment.

The DBA analysis assumes that, within 60 seconds after the accident,
isolation of the containment is complete and leakage terminated except for
the design leakage rate, La. The containment isolation total response time of
60 seconds includes signal delay, diesel generator startup (for loss of offsite
power), and containment isolation valve stroke times.
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The single failure criterion required to be imposed in the conduct of plant
safety analyses was considered in the original design of the containment
purge valves. Two valves in series on each purge line provide assurance
that both the supply and exhaust lines could be isolated even if a single
failure occurred.

The containment isolation valves satisfy Criterion 3 of 10 CFR 50.36(c)(2)(ii).

LCO Containment isolation valves form a part of the containment boundary. The
containment isolation valves' safety function is related to minimizing the loss
of reactor coolant inventory and establishing the containment boundary
during a DBA.

The automatic power operated isolation valves are required to have isolation
times within limits and to actuate on an automatic isolation signal. The
36 inch purge valves must be maintained closed or have blocks installed to
prevent full opening. Blocked purge valves also actuate on an automatic
signal. The valves covered by this LCO are listed along with their
associated stroke times in the UFSAR (Ref. 2).

The normally closed isolation valves are considered OPERABLE when
manual valves are closed, automatic valves are de-activated and secured in
the closed position, blind flanges are in place, and closed systems are intact.
The containment isolation valves/devices are those listed in Reference 2.

The containment isolation valve leakage rate must be within the limits of
Technical Specification 5.5.14, "Containment Leakage Rate Testing
Program" unless the leakage rate is governed by Technical Specification
3.6.9, "Isolation Valve Seal Water (IVSW) System," or Technical
Specification 3.6.10, 'Weld Channel and Penetration Pressurization System
(WC&PPS)," or Technical Specification 5.5.14.e and SR 3.6.3.9 governing
inleakage of service water into containment.

UFSAR 5.2.2 (Ref. 2) specifies that the double disc type of gate valve is
considered as two barriers against leakage of radioactive liquids or
containment atmosphere when sealed by water injection from the IVSW
system. Therefore, inoperability of one of these double disc gate valves is
considered as a containment penetration with two inoperable valves.
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This LCO provides assurance that the containment isolation valves and
purge valves will perform their designed safety functions to minimize the loss
of reactor coolant inventory and establish the containment boundary during
accidents.

APPLICABILITY In MODES 1, 2, 3, and 4, a DBA could cause a release of radioactive
material to containment. In MODES 5 and 6, the probability and
consequences of these events are reduced due to the pressure and
temperature limitations of these MODES. Therefore, the containment
isolation valves are not required to be OPERABLE in MODE 5. The
requirements for containment isolation valves during MODE 6 are addressed
in LCO 3.9.3, "Containment Penetrations.'

ACTIONS The ACTIONS are modified by six Notes. Note 1 allows penetration flow
paths, except for 36 inch purge valve penetration flow paths with inoperable
automatic isolation capability, to be unisolated intermittently under
administrative controls. These administrative controls consist of stationing a
dedicated operator at the valve controls, who is in continuous
communication with the control room. In this way, the penetration can be
rapidly isolated when a need for containment isolation is indicated.
Requirements for a dedicated operator are further clarified as follows: 1) For
those valves that are remote-manually operated from the control room, the
dedicated operator is the normally stationed control room operator. This is
acceptable because this operator is continuously available to isolate the
valve from the control room. 2) When necessary to minimize the radiation
exposure, the dedicated operator is permitted to be stationed nearby if
transit time to the valve will remain less than two minutes. 3) Administrative
controls and a dedicated operator are not required for manually operated
CIVs required to be open both during normal plant operations and during a
LOCA.

Note 1 does not allow a 36 inch containment purge line penetration flow path
that is isolated in accordance with Required Action A.1 or B.1 to be
unisolated under administrative controls. Note I does not apply to the
36 inch purge line containment isolation valves with inoperable automatic
isolation capability because the accident analysis assumes that these valves
will close within 5 seconds. Due to the size of the containment purge line
penetration and the fact that those penetrations exhaust directly from the
containment atmosphere to the environment, operator action is not sufficient
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to compensate for the loss of automatic closure function. A single purge
valve in a penetration flow path may be opened to effect repairs to an
inoperable valve if the containment purge line penetration flow path remains
isolated.

Note 1 does not require a dedicated operator at the controls when the RHR
suction isolation valve, 732, is open to support operation of the RHR system
for shutdown cooling. If containment isolation is required when in the RHR
mode of operation, valve 732 is shut in accordance with administrative
controls to realign the RHR system for safety injection.

Note 2 has been added to provide clarification that, for this LCO, separate
Condition entry is allowed for each penetration flow path. This is acceptable,
since the Required Actions for each Condition provide appropriate
compensatory actions for each inoperable containment isolation valve.
Complying with the Required Actions may allow for continued operation, and
subsequent inoperable containment isolation valves are governed by
subsequent Condition entry and application of associated Required Actions.

Note 3 has been added to ensure appropriate remedial actions are taken, if
necessary, if the affected systems are rendered inoperable by an inoperable
containment isolation valve.

In the event the isolation valve leakage results in exceeding the overall
containment leakage rate, Note 4 directs entry into the applicable Conditions
and Required Actions of LCO 3.6.1.

The ACTIONS are further modified by Note 5 and Note 6, which direct entry
into the applicable Conditions and Required Actions of LCO 3.6.9 and
LCO 3.6.10, when IVSW or WC&PPS to a containment isolation valve is not
OPERABLE. This ensures that appropriate remedial actions are taken if
required IVSW or WC&PPS supply to a penetration flowpath is inoperable.

A.1 and A.2

In the event one containment isolation valve in one or more penetration flow
paths is inoperable, except for containment bypass leakage not within limit
which is governed by Condition D, the affected penetration flow path must
be isolated. The method of isolation must include the use of at least one
isolation barrier that cannot be adversely affected by a single active failure.
Isolation barriers that meet this criterion are a closed and de-activated
automatic containment isolation valve, a closed manual valve, a blind flange,
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and a check valve with flow through the valve secured (Ref. 3). For a
penetration flow path isolated in accordance with Required Action A.1, the
device used to isolate the penetration should be the closest available one to
containment. Required Action A.1 must be completed within 4 hours. The
4 hour Completion Time is reasonable, considering the time required to
isolate the penetration and the relative importance of supporting containment
OPERABILITY during MODES 1, 2, 3, and 4.

For affected penetration flow paths that have been isolated in accordance
with Required Action A.1, the affected penetration flow paths must be
verified to be isolated on a periodic basis. This is necessary to ensure that
containment penetrations required to be isolated following an accident and
no longer capable of being automatically isolated will be in the isolation
position should an event occur. This Required Action does not require any
testing or device manipulation. This Action requires verification, through a
system walkdown, that those isolation devices outside containment and
capable of being mispositioned are in the correct position. The Completion
Time of "once per 31 days for isolation devices outside containment" is
appropriate considering the fact that the devices are operated under
administrative controls and the probability of their misalignment is low. For
the isolation devices inside containment, the time period specified as "prior
to entering MODE 4 from MODE 5 if not performed within the previous
92 days" is based on engineering judgment and is considered reasonable in
view of the inaccessibility of the isolation devices and other administrative
controls that will ensure that isolation device misalignment is an unlikely
possibility.

Condition A has been modified by a Note indicating that this Condition is
only applicable to those penetration flow paths with two or more containment
isolation valves. For penetration flow paths with only one containment
isolation valve and a closed system, Condition C provides the appropriate
actions.

Required Action A.2 is modified by two Notes. Note 1 applies to isolation
devices located in high radiation areas and allows these devices to be
verified closed by use of administrative means. Allowing verification by
administrative means is considered acceptable, since access to these areas
is typically restricted. Note 2 applies to isolation devices that are locked,
sealed, or otherwise secured in position and allows these devices to be
verified closed by use of administrative means. Allowing verification by
administrative means is considered acceptable, since the function of locking,
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sealing, or securing components is to ensure that these devices are not
inadvertently repositioned. Therefore, the probability of misalignment of
these devices once they have been verified to be in the proper position, is
small.

B.1

With two or more containment isolation valves in one or more penetration
flow paths inoperable (except for containment bypass leakage not within limit
which is addressed in Condition D), the affected penetration flow path must
be isolated within 4 hours. The method of isolation must include the use of
at least one isolation barrier that cannot be adversely affected by a single
active failure. Isolation barriers that meet this criterion are a closed and
de-activated automatic valve, a closed manual valve, and a blind flange. In
the event the affected penetration is isolated in accordance with Required
Action B.1, the affected penetration must be verified to be isolated on a
periodic basis per Required Action A.2, which remains in effect. This
periodic verification is necessary to assure leak tightness of containment and
that penetrations requiring isolation following an accident are isolated. The
Completion Time of once per 31 days for verifying each affected penetration
flow path is isolated is appropriate considering the fact that the valves are
operated under administrative control and the probability of their
misalignment is low.

Condition B is modified by a Note indicating this Condition is only applicable
to penetration flow paths with two or more containment isolation valves.
Condition A of this LCO addresses the condition of one containment
isolation valve inoperable in this type of penetration flow path.

C.1 and C.2

With one or more penetration flow paths with one containment isolation
valve inoperable, the inoperable valve flow path must be restored to
OPERABLE status or the affected penetration flow path must be isolated.
The method of isolation must include the use of at least one isolation barrier,
other than the closed system, that cannot be adversely affected by a single
active failure. Isolation barriers that meet this criterion are a closed and
de-activated automatic valve, a closed manual valve, and a blind flange. A
check valve may not be used to isolate the affected penetration flow path.
Required Action C.1 must be completed within the 72 hour Completion
Time. The specified time period is reasonable considering the relative
stability of the closed system (hence, reliability) to act as a penetration
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isolation boundary and the relative importance of maintaining containment
integrity during MODES 1, 2, 3, and 4. In the event the affected penetration
flow path is isolated in accordance with Required Action C.1, the affected
penetration flow path must be verified to be isolated on a periodic
basis. This periodic verification is necessary to assure leak tightness of
containment and that containment penetrations requiring isolation following
an accident are isolated. The Completion Time of once per 31 days for
verifying that each affected penetration flow path is isolated is appropriate
because the valves are operated under administrative controls and the
probability of their misalignment is low.

Condition C is modified by a Note indicating that this Condition is only
applicable to those penetration flow paths with only one containment
isolation valve and a closed system. The closed system must meet the
requirements of Ref. 3. This Note is necessary since this Condition is
written to specifically address those penetration flow paths in a closed
system.

Required Action C.2 is modified by two Notes. Note 1 applies to valves and
blind flanges located in high radiation areas and allows these devices to be
verified closed by use of administrative means. Allowing verification by
administrative means is considered acceptable, since access to these areas
is typically restricted. Note 2 applies to isolation devices that are locked,
sealed, or otherwise secured in position and allows these devices to be
verified closed by use of administrative means. Allowing verification by
administrative means is considered acceptable, since the function of locking,
sealing, or securing components is to ensure that these devices are not
inadvertently repositioned. Therefore, the probability of misalignment of
these valves, once they have been verified to be in the proper position, is
small.

D.1

With the hydrostatically tested valve leakage not within limit of SR 3.6.3.8,
the potential exists for flooding the Containment Recirculation Pumps during
long term post-accident cooling. The leakage must be restored to within
limits. Restoration can be accomplished by isolating the penetration(s) that
caused the limit to be exceeded by use of one closed and de-activated
automatic valve, closed manual valve, or blind flange. When a penetration is
isolated the leakage rate for the isolated penetration is assumed to be the
actual pathway leakage through the isolation device. If two isolation devices
are used to isolate the penetration, the leakage rate is assumed to be the
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ACTIONS (continued)

lesser actual pathway leakage of the two devices. The 72 hour Completion
Time is reasonable because of the low probability of an event occurring
during this period.

E.1 and E.2

If the Required Actions and associated Completion Times are not met, the
plant must be brought to a MODE in which the LCO does not apply. To
achieve this status, the plant must be brought to at least MODE 3 within
6 hours and to MODE 5 within 36 hours. The allowed Completion Times are
reasonable, based on operating experience, to reach the required plant
conditions from full power conditions in an orderly manner and without
challenging plant systems.

SURVEILLANCE SR 3.6.3.1
REQUIREMENTS

Each 36 inch containment purge valve (FCV-1170, FCV-1171, FCV-1172,
and FCV-1173) is required to be verified closed at 31 day intervals or, if
open, open for an allowable reason. If a purge valve is open in violation of
this SR, the valve is inoperable. If the inoperable valve is not otherwise
known to have excessive leakage when closed, it is not considered to have
leakage outside of limits. The SR is not required to be met when the
containment supply and/or exhaust valves are open for the reasons stated.
The valves may be opened for ALARA or air quality considerations for
personnel entry, or for Surveillances that require the valves to be open. This
is acceptable because the containment purge (supply and exhaust) valves
are equipped with redundant containment isolation valves that are
automatically closed upon receipt of a safety injection signal or
high-containment radiation signal in containment. These isolation valves are
capable of closing within 3 seconds in the environment following a LOCA.
Therefore, these valves are allowed to be open for limited periods of
time. This Surveillance is designed to ensure that a gross breach of
containment is not caused by an inadvertently open containment purge
valve. The Frequency is a result of an NRC initiative, Generic Issue B-24
(Ref. 5), related to containment purge valve use during plant operations.
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SR 3.6.3.2

This SR ensures that the pressure relief line isolation valves (PCV-1190,
1191 and 1192) are closed as required or, if open, open for an allowable
reason. If a pressure relief line isolation valve is open in violation of this SR,
the valve is considered inoperable. If the inoperable valve is not otherwise
known to have excessive leakage when closed, it is not considered to have
leakage outside of limits. The SR is not required to be met when the
pressure relief line isolation valves are open for the reasons stated. The
valves may be opened for pressure control, ALARA or air quality
considerations for personnel entry, or for Surveillances that require the
valves to be open. The pressure relief line isolation valves are capable of
closing in the environment following a LOCA. Therefore, these valves are
allowed to be open for limited periods of time. The 31 day Frequency is
consistent with other containment isolation valve requirements discussed in
SR 3.6.3.3.

SR 3.6.3.3

This SR requires verification that each containment isolation manual valve
and blind flange located outside containment and not locked, sealed, or
otherwise secured and required to be closed during accident conditions is
closed. The SR helps to ensure that post accident leakage of radioactive
fluids or gases outside of the containment boundary is within design
limits. This SR does not require any testing or valve manipulation. Rather, it
involves verification, through a system walkdown, that those containment
isolation valves outside containment and capable of being mispositioned are
in the correct position. Since verification of valve position for containment
isolation valves outside containment is relatively easy, the 31 day Frequency
is based on engineering judgment and was chosen to provide added
assurance of the correct positions. The SR specifies that containment
isolation valves that are open under administrative controls are not required
to meet the SR during the time the valves are open. This SR does not apply
to valves that are locked, sealed, or otherwise secured in the closed
position, since these were verified to be in the correct position upon locking,
sealing, or securing.

The Note applies to valves and blind flanges located in high radiation areas
and allows these devices to be verified closed by use of administrative
means. Allowing verification by administrative means is considered
acceptable, since access to these areas is typically restricted during
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MODES 1, 2, 3 and 4 for ALARA reasons. Therefore, the probability of
misalignment of these containment isolation valves, once they have been
verified to be in the proper position, is small.

SR 3.6.3.4

This SR requires verification that each containment isolation manual valve
and blind flange located inside containment and not locked, sealed, or
otherwise secured and required to be closed during accident conditions is
closed. The SR helps to ensure that post accident leakage of radioactive
fluids or gases outside of the containment boundary is within design limits.
For containment isolation valves inside containment, the Frequency of "prior
to entering MODE 4 from MODE 5 if not performed within the previous
92 days" is appropriate since these containment isolation valves are
operated under administrative controls and the probability of their
misalignment is low. The SR specifies that containment isolation valves that
are open under administrative controls are not required to meet the
SR during the time they are open. This SR does not apply to valves that are
locked, sealed, or otherwise secured in the closed position, since these were
verified to be in the correct position upon locking, sealing, or securing.

This Note allows valves and blind flanges located in high radiation areas to
be verified closed by use of administrative means. Allowing verification by
administrative means is considered acceptable, since access to these areas
is typically restricted during MODES 1, 2, 3, and 4, for ALARA reasons.
Therefore, the probability of misalignment of these containment isolation
valves, once they have been verified to be in their proper position, is small.

S R 3.6.3.5

Verifying that the isolation time of each automatic power operated
containment isolation valve is within limits is required to demonstrate
OPERABILITY. The isolation time test ensures the valve will isolate in a
time period less than or equal to that assumed in the safety analyses. The
isolation time and Frequency of this SR are in accordance with the Inservice
Testing Program.

S R 3.6.3.6

Automatic containment isolation valves close on a containment isolation
signal to prevent leakage of radioactive material from containment following
a DBA. This SR ensures that each automatic containment isolation valve
will actuate to its isolation position on a containment isolation signal. This

INDIAN POINT 2 B 3.6.3 -12 Revision 0



Containment Isolation Valves
B 3.6.3

BASES
SURVEILLANCE REQUIREMENTS (continued)

Surveillance is not required for valves that are locked, sealed, or otherwise
secured in the required position under administrative controls. The
24 month Frequency is based on the need to perform this Surveillance under
the conditions that apply during a plant outage and the potential for an
unplanned transient if the Surveillance were performed with the reactor at
power. Operating experience has shown that these components usually
pass this Surveillance when performed at the 24 month Frequency.
Therefore, the Frequency was concluded to be acceptable from a reliability
standpoint.

SR 3.6.3.7

Verifying that each containment purge supply and exhaust isolation valves
(FCV-1170, FCV-1171, FCV-1172, and FCV-1173) and the containment
pressure relief line isolation valves (PCV-1 190, PCV-1 191 and PCV-1 192) is
blocked to restrict opening to < 60 degrees is required to ensure that the
valves can close under DBA conditions within the times assumed in the
analyses of References 1 and 2. If a LOCA occurs, the purge valves must
close to maintain containment leakage within the values assumed in the
accident analysis. At other times when purge valves are required to be
capable of closing (e.g., during movement of recently irradiated fuel
assemblies), pressurization concerns are not present, thus the purge valves
can be fully open. The 24 month Frequency is appropriate because the
blocking devices are typically removed only during a refueling outage.

SR 3.6.3.8

Technical Specification 5.5.14, Containment Leakage Rate Testing Program,
includes a limit for the inleakage into containment from the containment
isolation valves sealed with service water. The maximum permissible
inleakage rate of 0.36 gpm per fan-cooler from the containment isolation
valves sealed with service water is intended to prevent flooding the internal
recirculation pumps during the full 12-month post-accident recirculation
period. The results for this inleakage test are not counted against the
acceptance criteria for the Type B and C tests that are also performed as
part of the SR. The Frequency for this SR is specified in Technical
Specification 5.5.14 and is based on operating experience and the plant
conditions necessary to perform this test.

REFERENCES 1. UFSAR, Section 14.

2. UFSAR, Section 5.
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3. Standard Review Plan 6.2.4.

4. Safety Evaluation by the Office of Nuclear Reactor Regulation
Related to Amendment No. 211 to Facility Operating License No.
DPR-26, July 27, 2000.

5. Generic Issue B-24.
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B 3.6.4 Containment Pressure

BASES

BACKGROUND The containment pressure is limited during normal operation to preserve the
initial conditions assumed in the accident analyses for a loss of coolant
accident (LOCA) or steam line break (SLB). The containment can withstand
an internal vacuum of 3 psig. The 2.0 psig vacuum specified as an
operating limit avoids any difficulties with RCP motor cooling.

Containment pressure is a process variable that is monitored and controlled.
The containment pressure limits are derived from the input conditions used
in the containment functional analyses and the containment structure
external pressure analysis. Should operation occur outside these limits
coincident with a Design Basis Accident (DBA), post accident containment
pressures could exceed calculated values.

APPLICABLE
SAFETY
ANALYSES

Containment internal pressure is an initial condition used in the DBA
analyses to establish the maximum peak containment internal pressure.
The limiting DBAs considered, relative to containment pressure, are the
LOCA and SLB, which are analyzed using computer pressure transients.
The worst case LOCA generates larger mass and energy release than the
worst case SLB. Thus, the LOCA event bounds the SLB event from the
containment peak pressure standpoint (Ref. 1).

The initial pressure condition used in the containment analysis was 16.7 psia
(2.0 psig). This resulted in a maximum peak pressure from a LOCA of
44.01 psig. The containment analysis (Ref. 1) shows that the maximum
peak calculated containment pressure, P results from the limiting
LOCA. The maximum containment pressure resulting from the worst case
LOCA, 44.01 psig, does not exceed the containment design pressure,
47.0 psig.

The containment can withstand an internal vacuum of 3 psig. The 2.0 psig
vacuum specified as an operating limit avoids any difficulties with RCP motor
cooling.

INDIAN POINT 2 B 3.6.4 - Revision 0



Containment Pressure
B 3.6.4

BASES
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For certain aspects of transient accident analyses, maximizing the calculated
containment pressure is not conservative. In particular, the cooling
effectiveness of the Emergency Core Cooling System during the core reflood
phase of a LOCA analysis increases with increasing containment
backpressure. Therefore, for the reflood phase, the containment
backpressure is calculated in a manner designed to conservatively minimize,
rather than maximize, the containment pressure response in accordance
with 10 CFR 50, Appendix K (Ref. 2).

Containment pressure satisfies Criterion 2 of 10 CFR 50.36(c)(2)(ii).

LCO Maintaining containment pressure at less than or equal to the LCO upper
pressure limit ensures that, in the event of a DBA, the resultant peak
containment accident pressure will remain below the containment design
pressure. The LCO limits for containment pressure are analytical limits.
Therefore, an appropriate allowance for instrument uncertainty must be
applied when ensuring these limits are met.

APPLICABILITY In MODES 1, 2, 3, and 4, a DBA could cause a release of radioactive
material to containment. Since maintaining containment pressure within
limits is essential to ensure initial conditions assumed in the accident
analyses are maintained, the LCO is applicable in MODES 1, 2, 3 and 4.

In MODES 5 and 6, the probability and consequences of these events are
reduced due to the pressure and temperature limitations of these MODES.
Therefore, maintaining containment pressure within the limits of the LCO is
not required in MODE 5 or 6.

ACTIONS A.

When containment pressure is not within the limits of the LCO, it must be
restored to within these limits within 1 hour. The Required Action is
necessary to return operation to within the bounds of the containment
analysis. The 1 hour Completion Time is consistent with the importance of
containment pressure as an initial condition in the analysis of peak
containment pressure.
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B.1 and B.2

If containment pressure cannot be restored to within limits within the
required Completion Time, the plant must be brought to a MODE in which
the LCO does not apply. To achieve this status, the plant must be brought
to at least MODE 3 within 6 hours and to MODE 5 within 36 hours. The
allowed Completion Times are reasonable, based on operating experience,
to reach the required plant conditions from full power conditions in an orderly
manner and without challenging plant systems.

SURVEILLANCE SR 3.6.4.1
REQUIREMENTS

Verifying that containment pressure is within limits ensures that unit
operation remains within the limits assumed in the containment analysis.
The LCO limits for containment pressure are analytical limits. Therefore, an
appropriate allowance for instrument uncertainty must be applied when
ensuring these limits are met. The 12 hour Frequency of this SR was
developed based on operating experience related to trending of containment
pressure variations during the applicable MODES. Furthermore, the 12 hour
Frequency is considered adequate in view of other indications available in
the control room, including alarms, to alert the operator to an abnormal
containment pressure condition.

REFERENCES 1. UFSAR, Section 14.3.5.

2. 10 CFR 50, Appendix K.
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B 3.6.5 Containment Air Temperature

BASES

BACKGROUND The containment structure serves to contain radioactive material that may be
released from the reactor core following a Design Basis Accident (DBA).
The containment average air temperature is limited during normal operation
to preserve the initial conditions assumed in the accident analyses for a loss
of coolant accident (LOCA) or steam line break (SLB).

The containment average air temperature upper limit is derived from the
input conditions used in the containment functional analyses and the
containment structure external pressure analyses. This LCO ensures that
initial conditions assumed in the analysis of containment response to a DBA
are not violated during unit operations. The total amount of energy to be
removed from containment by the Containment Spray and Cooling systems
during post accident conditions is dependent upon the energy released to
the containment due to the event, as well as the initial containment
temperature and pressure. The higher the initial temperature, the more
energy that must be removed, resulting in higher peak containment pressure
and temperature. Exceeding containment design pressure may result in
leakage greater than that assumed in the accident analysis. Operation with
containment temperature in excess of the LCO limit violates an initial
condition assumed in the accident analysis.

APPLICABLE
SAFETY
ANALYSES

Containment average air temperature is an initial condition used in the DBA
analyses that establishes the containment environmental qualification
operating envelope for both pressure and temperature. The limit for
containment average air temperature ensures that operation is maintained
within the assumptions used in the DBA analyses for containment (Ref. 1).

The limiting DBAs considered relative to containment OPERABILITY are the
LOCA and SLB. The DBA LOCA and SLB are analyzed using computer
codes designed to predict the resultant containment pressure transients. No
two DBAs are assumed to occur simultaneously or consecutively. The
postulated DBAs are analyzed with regard to Engineered Safety Feature
(ESF) systems, assuming the loss of one safeguards power train, which is
the worst case single active failure, resulting in only one containment spray
train and two fan cooler trains (i.e., at least three fan cooler units) being
available to respond to the event.
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The limiting DBA for the maximum peak containment air temperature may be
either a LOCA or a SLB. The initial containment average air temperature
assumed in the design basis analyses (Ref. 1) is 1 30 0F. The maximum initial
containment air temperature (1301F) is conservatively assumed in the
analysis of the containment response to a large break LOCA.

The containment average air temperature lower limit is intended to assure
that the minimum service metal temperature of the containment liner is well
above the NDT + 301F criterion for the liner material (Ref. 3).

The temperature limit is also used to establish the environmental
qualification operating envelope for containment. The maximum peak
containment air temperature was calculated to exceed the containment
design temperature for only a few seconds during the transient. The basis of
the containment design temperature, however, is to ensure the performance
of safety related equipment inside containment. Thermal analyses showed
that the time interval during which the containment air temperature exceeded
the containment design temperature was short enough that the equipment
surface temperatures remained below the design temperature. Therefore, it
is concluded that the calculated transient containment air temperature is
acceptable for the DBA SLB.

The containment pressure transient is sensitive to the initial air mass in
containment and, therefore, to the initial containment air temperature. The
limiting DBA for establishing the maximum peak containment internal
pressure is a LOCA. The temperature limit is used in this analysis to ensure
that in the event of an accident the maximum containment internal pressure
will not be exceeded. Therefore, in addition to the Technical Specification
Limits, an evaluation was performed to determine the effect on the Indian
Point Unit 2 containment pressure response analysis with an initial
containment air temperature of 80 0F. This evaluation determined that an
800F initial containment air temperature has no impact on the containment
integrity design basis LOCA analysis (Ref. 1). Procedural controls ensure
that containment air temperature is above 800F during operation at power.

Containment average air temperature satisfies Criterion 2 of
10 CFR 50.36(c)(2)(ii).
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LCO The initial containment average air temperature must be maintained less
than or equal to the upper LCO temperature limit to ensure the resultant
peak accident temperature is maintained below the containment design
temperature during a DBA. As a result, the ability of containment to perform
its design function is ensured.

The LCO limits for containment temperature are analytical limits. Therefore,
an appropriate allowance for instrument uncertainty must be applied when
ensuring these limits are met.

APPLICABILITY In MODES 1, 2, 3, and 4, a DBA could cause a release of radioactive
material to containment. In MODES 5 and 6, the probability and
consequences of these events are reduced due to the pressure and
temperature limitations of these MODES. Therefore, maintaining
containment average air temperature within the limits is not required in
MODE 5 or 6.

ACTIONS A.1

When containment average air temperature is not within the limits of the
LCO, it must be restored to within limits within 8 hours. This Required Action
is necessary to return operation to within the bounds of the containment
analysis. The 8 hour Completion Time is acceptable considering the
sensitivity of the analysis to variations in this parameter and provides
sufficient time to correct minor problems.

B.1 and B.2

If the containment average air temperature cannot be restored to within its
limits within the required Completion Time, the plant must be brought to a
MODE in which the LCO does not apply. To achieve this status, the plant
must be brought to at least MODE 3 within 6 hours and to MODE 5 within
36 hours. The allowed Completion Times are reasonable, based on
operating experience, to reach the required plant conditions from full power
conditions in an orderly manner and without challenging plant systems.
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SURVEILLANCE SR 3.6.5.1
REQUIREMENTS

Verifying that containment average air temperature is within the LCO limits
ensures that containment operation remains within the limit assumed for the
containment analyses. In order to determine the containment average air
temperature, the control room indicator provides an arithmetic average of the
air temperature at the inlet of each of the 5 fan cooler units. Portable
temperature sensing equipment may also be used to determine containment
air temperature if sufficient locations are monitored to determine a
representative temperature. The 24 hour Frequency of this SR is
considered acceptable based on observed slow rates of temperature
increase within containment as a result of environmental heat sources (due
to the large volume of containment). Furthermore, the 24 hour Frequency is
considered adequate in view of other indications available in the control
room, including alarms, to alert the operator to an abnormal containment
temperature condition.

REFERENCES 1. UFSAR, Section 14.3.

2. 10 CFR 50.49.

3. UFSAR, Section 5.1.
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B 3.6.6 Containment Spray System and Containment Fan Cooler Unit (FCU) System

BASES

BACKGROUND The Containment Spray and Fan Cooler Unit (FCU) systems provide
containment atmosphere cooling to limit post accident pressure and
temperature in containment to less than the design values. Reduction of
containment pressure and the iodine removal capability of the spray reduces
the release of fission product radioactivity from containment to the
environment, in the event of a Design Basis Accident (DBA), to within limits.
The Containment Spray and Fan Cooler Unit (FCU) systems are designed to
meet the requirements of 10 CFR 50, Appendix A, GDC 38, "Contahnment
Heat Removal," GDC 39, "Inspection of Containment Heat Removal
Systems," GDC 40, 'Testing of Containment Heat Removal Systems,"
GDC 41, "Containment Atmosphere Cleanup," GDC 42, "Inspection of
Containment Atmosphere Cleanup Systems," and GDC 43, "Testing of
Containment Atmosphere Cleanup Systems" (Ref. 1).

The Containment Spray and FCUs are Engineered Safety Feature (ESF)
systems. They are designed to ensure that the heat removal capability
required during the post accident period can be attained. The Containment
Spray System and the FCUs provide diverse methods to limit and maintain
post accident conditions to less than the containment design values.

Containment Spray System

The Containment Spray System consists of two separate trains. Each train
includes a containment spray pump, piping and valves and is independently
capable of delivering one-half of the design flow needed to maintain the
post-accident containment pressure below 47 psig. Containment spray is
also used for removal of iodine from the containment atmosphere. The
spray water is injected into the containment through spray nozzles
connected to four 360 degree ring headers located in the containment dome
area. Each train supplies two of the four ring headers. Each train is
powered from a separate safeguards power train bus. The refueling water
storage tank (RWST) supplies borated water to the Containment Spray
System during the injection phase of operation. After the Refueling Water
Storage Tank has been exhausted, the containment recirculation pumps or
the Residual Heat Removal (RHR) pumps are used to supply the
Containment Spray ring headers for the long-term containment cooling and
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BACKGROUND (continued)

iodine removal during the containment recirculation phase. In this
configuration, the RHR heat exchangers provide the necessary cooling of
the recirculated containment spray.

The Containment Spray System provides a spray of cold borated water into
the upper regions of containment to reduce the containment pressure and
temperature and to reduce fission products from the containment
atmosphere during a DBA. The RWST solution temperature is an important
factor in determining the heat removal capability of the Containment Spray
System during the injection phase. In the recirculation mode of operation,
heat is removed from the recirculation sump or the containment sump water
by the residual heat removal coolers. Both trains of the Containment Spray
System provides adequate spray to meet the system design requirements
for containment heat removal even if the Fan Cooler System is not
OPERABLE.

The recirculation system pH control system will add trisodium phosphate to
the sump when the level of the boric acid solution from the containment
spray and the coolant lost from the reactor coolant system rises above the
level of the trisodium phosphate baskets in containment. The resulting
alkaline pH of the spray enhances the ability of the re-circulated spray to
scavenge fission products from the containment atmosphere. The trisodium
phosphate also ensures an alkaline pH for the solution recirculated in the
containment sump. The alkaline pH of the recirculation sump or the sump
water minimizes the evolution of iodine and minimizes the occurrence of
chloride and caustic stress corrosion on mechanical systems and
components exposed to the fluid.

The Containment Spray System is actuated either automatically by a
containment High-High pressure signal or manually. An automatic actuation
starts the two containment spray pumps, opens the containment spray pump
discharge valves, and begins the injection phase. A manual actuation of the
Containment Spray System requires the operator to actuate two separate
push buttons on the main control board to begin the same sequence. The
injection phase continues until the RWST water supply is exhausted. After
the Refueling Water Storage Tank has been exhausted, the containment
recirculation pumps or the Residual Heat Removal (RHR) pumps may be
used to supply the Containment Spray ring headers for the long-term
containment cooling and iodine removal during the containment recirculation
phase. In this configuration, the RHR heat exchangers provide the
necessary cooling of the recirculated containment spray. The Containment
Spray System in the recirculation mode may be used to maintain an
equilibrium temperature between the containment atmosphere and the
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recirculated sump water. Containment Spray in the recirculation mode is
controlled by the operator in accordance with the emergency operating
procedures.

Containment Fan Cooler System

The Containment Fan Cooler System consists of five 20% capacity Fan
Cooler Units (FCUs) located inside containment. These FCUs are used for
both normal and post accident cooling of the containment atmosphere.
Each FCU consists of a motor, fan, cooling coils, dampers, duct distribution
system, instrumentation and controls. Service water is supplied to the
cooling coils to perform the heat removal function. During normal plant
operation, service water is supplied to all five FCUs and one or more FCUs
fans may be operated for containment cooling.

This is necessary to limit the ambient containment air temperature during
normal unit operation to less than the limit specified in LCO 3.6.5,
"Containment Air Temperature." This temperature limitation ensures that the
containment temperature does not exceed the initial temperature conditions
assumed for the DBAs.

In post accident operation following an actuation signal, the FCU fans are
designed to start automatically. The temperature of the service water is an
important factor in the heat removal capability of the fan units. The accident
analysis assumes 1600 gpm of service (cooling) waterwith a maximum river
water inlet temperature of 950F is supplied to each FCU.

Containment Cooling and Iodine Removal Function

The containment cooling function is provided by either of two systems;

a) the Containment Spray System consisting of two 50% capacity trains
(Ref. 3); and,

b) The Containment Fan Cooler System consisting of five 20% capacity
Fan Cooler Units (FCUs) (Ref. 4).

Requirements for Containment Spray trains may be designated by the
number of the containment spray pump or the associated safeguards power
train. Containment Spray Train 21 is associated with Safeguards Power
Train 5A which is supported by DG 21. Containment Spray Train 22 is
associated with Safeguards Power Train 6A which is supported by DG 23.

INDIAN POINT 2 B 3.6.6 - 3 Revision 0



Containment Spray System and Containment Fan Cooler Unit (FCU) System
B 3.6.6

BASES
BACKGROUND (continued)

Requirements for the five fan cooler units are designated by grouping the 5
fan cooler units into three trains based on the safeguards power train
needed to support OPERABILITY. This results in the following designations:

Fan Cooler Train 5A consists of FCU 21 and FCU 22;

Fan Cooler Train 2A/3A consists of FCU 23 and FCU 24; and

Fan Cooler Train 6A consists of FCU 25.

Design assumptions regarding containment air cooling are met by any of the
following configurations:

a) Two containment spray trains; or,

b) Three fan cooler trains (i.e., five fan cooler units); or,

c) One containment spray train and any two fan cooler trains (i.e.,
at least three fan cooler units).

This last configuration, one containment spray train and two fan cooler
trains, is the minimum configuration available following the loss of any
safeguards power train (e.g., diesel failure). One containment spray train is
assumed to be available for iodine removal.

APPLICABLE
SAFETY
ANALYSES

The Containment Spray System and FCUs limit the temperature and
pressure that could be experienced following a DBA. The limiting DBAs
considered are the loss of coolant accident (LOCA) and the steam line break
(SLB). The LOCA and SLB are analyzed using computer codes designed to
predict the resultant containment pressure and temperature transients. No
DBAs are assumed to occur simultaneously or consecutively. The
postulated DBAs are analyzed with regard to containment ESF systems,
assuming the loss of one safeguards power train, which is the worst case
single active failure and results in one train of the Containment Spray
System and one train of FCUs being rendered inoperable.

The analysis and evaluation show that under the worst case scenario, the
highest peak containment pressure and temperature may result from either a
LOCA or SLB. These analyses indicate that the containment will not exceed
the containment design limits of 47 psig and 271 IF during either of these
events. Both results meet the intent of the design basis. (See the
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Containment Spray System and Containment Fan Cooler Unit (FCU) System
B 3.6.6

BASES
APPLICABLE SAFETY ANALYSES (continued)

Bases for LCO 3.6.4, "Containment Pressure," and LCO 3.6.5, "Containment
Air Temperature," for a detailed discussion.) The analyses and evaluations
including assumptions and methodologies are contained in References 3,4
and 5. The analyses also assume a response time delayed initiation to
provide conservative peak calculated containment pressure and temperature
responses.

For certain aspects of transient accident analyses, maximizing the calculated
containment pressure is not conservative. In particular, the effectiveness of
the Emergency Core Cooling System during the core reflood phase of a
LOCA analysis increases with increasing containment backpressure. For
these calculations, the containment backpressure is calculated in a manner
designed to conservatively minimize, rather than maximize, the calculated
transient containment pressures in accordance with 10 CFR 50, Appendix K
(Ref. 2).

The modeled Containment Spray System actuation from the containment
analysis is based on a response time associated with exceeding the
containment High-High pressure setpoint to achieving full flow through the
containment spray nozzles. The Containment Spray System total response
time includes diesel generator (DG) startup (for loss of offsite power), block
loading of equipment, containment spray pump startup, and spray line filling.

Containment cooling train performance for post accident conditions is given
in References 3, 4 and 5. The result of the analysis is that Containment air
cooling requirements are met by any of the following configurations:

a) Two containment spray trains; or,

b) Three fan cooler trains (i.e., five fan cooler units); or,

c) One containment spray train and any two fan cooler trains (i.e., at least
three fan cooler units).

This last configuration, one containment spray train and two fan cooler
trains, is the configuration minimum available following the loss of any
safeguards power train (e.g., diesel failure and loss of offsite power).
However, one containment spray train is assumed to function to improve
iodine removal from the containment atmosphere (Ref. 7).
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Containment Spray System and Containment Fan Cooler Unit (FCU) System
B 3.6.6

BASES
APPLICABLE SAFETY ANALYSES (continued)

The modeled Containment Spray and FCU actuation from the containment
analysis is based upon a response time associated with exceeding the
containment High-High pressure setpoint to achieving full Containment
Spray and FCU air and safety grade cooling water flow. The Containment
Spray and FCU total response time includes signal delay, DG startup (for
loss of offsite power), and service water pump startup times (Ref. 5).

The Containment Spray System and the Containment Fan Cooler System
satisfy Criterion 3 of 10 CFR 50.36(c)(2)(ii).

LCO This LCO requires that two trains of containment spray and three trains of
FCUs (i.e., five FCUs) are OPERABLE. This ensures that a minimum of one
containment spray train and two FCU trains, the minimum configuration
available following the loss of any safeguards power train (e.g., diesel
failure), will be available to respond to a design basis accident.

Each Containment Spray train includes a spray pump, spray headers,
nozzles, valves, piping, instruments, and controls to ensure an OPERABLE
flow path capable of taking suction from the RWST upon an ESF actuation
signal. Each FCU consists of a motor, fan, cooling coils, dampers, duct
distribution system, instrumentation and controls necessary to maintain an
OPERABLE flow path for the containment atmosphere through the cooling
coils and an OPERABLE flow path for service water through the cooling
coils.

APPLICABILITY In MODES 1, 2, 3, and 4, a DBA could cause a release of radioactive
material to containment and an increase in containment pressure and
temperature requiring the operation of the containment spray trains and
containment cooling trains.

In MODES 5 and 6, the probability and consequences of these events are
reduced due to the pressure and temperature limitations of these MODES.
Thus, the Containment Spray System and the Containment FCU System are
not required to be OPERABLE in MODES 5 and 6.
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Containment Spray System and Containment Fan Cooler Unit (FCU) System
B 3.6.6

BASES

ACTIONS A.1

With one containment spray train inoperable, the inoperable containment
spray train must be restored to OPERABLE status within 72 hours. In this
Condition, the remaining OPERABLE spray and FCU trains are adequate to
perform the iodine removal and containment cooling functions. The 72 hour
Completion Time takes into account the redundant heat removal capability
afforded by the containment spray and containment FCUs, reasonable time
for repairs, and low probability of a DBA occurring during this period.

The 10 day portion of the Completion Time for Required Action A.1 is based
upon engineering judgment. It takes into account the low probability of
coincident entry into two Conditions in this Specification coupled with the low
probability of an accident occurring during this time. Refer to Section 1.3,
"Completion Times," for a more detailed discussion of the purpose of the
"from discovery of failure to meet the LCO" portion of the Completion Time.

B.1 and B.2

If the inoperable containment spray train cannot be restored to OPERABLE
status within the required Completion Time, the plant must be brought to a
MODE in which the LCO does not apply. To achieve this status, the plant
must be brought to at least MODE 3 within 6 hours and to MODE 5 within
84 hours. The allowed Completion Time of 6 hours is reasonable, based on
operating experience, to reach MODE 3 from full power conditions in an
orderly manner and without challenging plant systems. The extended
interval to reach MODE 5 allows additional time for attempting restoration of
the containment spray train and is reasonable when considering the driving
force for a release of radioactive material from the Reactor Coolant System
is reduced in MODE 3.

C.1

With one of the containment FCU trains inoperable, the inoperable required
containment FCU train must be restored to OPERABLE status within 7 days.
The remaining containment spray and fan cooler units when in this degraded
condition provide iodine removal capabilities and are capable of providing at
least 100% of the heat removal needs. The 7 day Completion Time was
developed taking into account the redundant heat removal capabilities
afforded by combinations of containment spray and FCUs and the low
probability of DBA occurring during this period.
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Containment Spray System and Containment Fan Cooler Unit (FCU) System
B 3.6.6

BASES
ACTIONS (continued)

The 10 day portion of the Completion Time for Required Action C.1 is based
upon engineering judgment. It takes into account the low probability of
coincident entry into two Conditions in this Specification coupled with the low
probability of an accident occurring during this time. Refer to Section 1.3 for
a more detailed discussion of the purpose of the "from discovery of failure to
meet the LCO" portion of the Completion Time.

D.1

With two containment FCU trains inoperable, one of the containment FCU
trains must be restored to OPERABLE status within 72 hours. The
remaining containment spray and FCUs when in this degraded condition
provide iodine removal capabilities and are capable of providing at least
100% of the heat removal needs after an accident. The 72 hour Completion
Time was developed taking into account the redundant heat removal
capabilities afforded by combinations of the containment spray and FCUs,
the iodine removal function of the Containment Spray System, and the low
probability of DBA occurring during this period.

E.1 and E.2

If the Required Action and associated Completion Time of Condition C or D
of this LCO are not met, the plant must be brought to a MODE in which the
LCO does not apply. To achieve this status, the plant must be brought to at
least MODE 3 within 6 hours and to MODE 5 within 36 hours. The allowed
Completion Times are reasonable, based on operating experience, to reach
the required plant conditions from full power conditions in an orderly manner
and without challenging plant systems.

F. 

With two containment spray trains or any combination of three or more
containment spray and FCU trains inoperable, the unit is in a condition
outside the accident analysis. Entering this Condition represents a
substantial degradation of the containment heat removal and iodine removal
function even when minimum capability assumed in the analysis is available.
Therefore, LCO 3.0.3 must be entered immediately.
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Containment Spray System and Containment Fan Cooler Unit (FCU) System
B 3.6.6

BASES

SURVEILLANCE SR 3.6.6.1
REQUIREMENTS

Verifying the correct alignment for manual, power operated, and automatic
valves in the containment spray flow path provides assurance that the
proper flow paths will exist for Containment Spray System operation. This
SR does not apply to valves that are locked, sealed, or otherwise secured in
position, since these were verified to be in the correct position prior to
locking, sealing, or securing. This SR does not require any testing or valve
manipulation. Rather, it involves verification, through a system walkdown,
that those valves capable of potentially being mispositioned are in the
correct position.

SR 3.6.6.2

Starting each FCU from the control room and operating each containment
FCU fan for 2 15 minutes ensures that all FCUs are OPERABLE and that all
associated controls are functioning properly. It also ensures that blockage,
fan or motor failure, or excessive vibration can be detected for corrective
action. The 31 day Frequency was developed considering FCUs are
operated during normal plant operation, the known reliability of the fan units
and controls, the redundancy available, and the low probability of significant
degradation of the FCUs occurring between surveillances. It has also been
shown to be acceptable through operating experience.

SR 3.6.6.3

Verifying flow rate to each cooling unit is 2 1600 gpm provides assurance
that the design flow rate assumed in the safety analyses will be achieved
(Ref. 3). The 92 day Frequency was developed considering quarterly
swapping of the essential and non-essential SW headers, the known
reliability of the Service Water System, the redundancy available, and the
low probability of a significant degradation of flow occurring between
surveillances.

SR 3.6.6.4

Verifying each containment spray pump's developed head at the flow test
point is greater than or equal to the required developed head ensures that
spray pump performance has not degraded during the cycle. Flow and
differential pressure are normal tests of centrifugal pump performance
required by Section Xl of the ASME Code (Ref. 6). Since the containment
spray pumps cannot be tested with flow through the spray headers, they are
tested on recirculation flow. This test confirms one point on the pump design
curve and is indicative of overall performance. Such inservice tests confirm
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Containment Spray System and Containment Fan Cooler Unit (FCU) System
B 3.6.6

BASES
SURVEILLANCE REQUIREMENTS (continued)

component OPERABILITY, trend performance, and detect incipient failures
by abnormal performance. The Frequency of the SR is in accordance with
the Inservice Testing Program.

SR 3.6.6.5 and SR 3.6.6.6

These SRs require verification that each automatic containment spray valve
actuates to its correct position and that each containment spray pump starts
upon receipt of an actual or simulated actuation of a containment High-High
pressure signal. This Surveillance is not required for valves that are locked,
sealed, or otherwise secured in the required position under administrative
controls. The 24 month Frequency is based on the need to perform these
Surveillances under the conditions that apply during a plant outage and the
potential for an unplanned transient if the Surveillances were performed with
the reactor at power. Operating experience has shown that these
components usually pass the Surveillances when performed at the 24 month
Frequency. Therefore, the Frequency was concluded to be acceptable from
a reliability standpoint.

SR 3.6.6.5 is modified by a note that requires this SR to include valves 869A
and 869B even though these valves are normally de-energized in the open
position.

SR 3.6.6.7

This SR requires verification that each containment FCU actuates upon
receipt of an actual or simulated safety injection signal. The 24 month
Frequency is based on engineering judgment and has been shown to be
acceptable through operating experience. See SR 3.6.6.5 and SR 3.6.6.6,
above, for further discussion of the basis for the 24 month Frequency.

SR 3.6.6.8

With the containment spray inlet valves closed and the spray header drained
of any solution, low pressure air or smoke can be blown through test
connections. This SR ensures that each spray nozzle is unobstructed and
provides assurance that spray coverage of the containment during an
accident is not degraded. Due to the passive design of the nozzle, a test at
10 year intervals is considered adequate to detect obstruction of the nozzles.
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Containment Spray System and Containment Fan Cooler Unit (FCU) System
B 3.6.6

BASES
SURVEILLANCE REQUIREMENTS (continued)

SR 3.6.6.9

This SR verifies that minimum air flow through each FCU equals the air flow
assumed in the accident analysis for heat removal from the
containment. The 24 month Frequency is based on engineering judgment.

REFERENCES 1. 10 CFR 50, Appendix A, GDC 38, GDC 39, GDC 40, GDC 41,
GDC 42, and GDC 43.

2. 10 CFR 50, Appendix K.

3. UFSAR, Section 6.3.

4. UFSAR, Section 6.4.

5. UFSAR, Section 14.3.

6. ASME, Boiler and Pressure Vessel Code, Section Xl.

7. Safety Evaluation by the Office of Nuclear Reactor Regulation
Related to Amendment No. 211 to Facility Operating License No.
DPR-26, July 27, 2000.
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Recirculation pH Control System
B 3.6.7

B 3.6 CONTAINMENT SYSTEMS

B 3.6.7 Recirculation pH Control System

BASES

BACKGROUND The recirculation pH control system is a passive safeguard with
trisodium phosphate located in the containment sump area.
phosphate is stored in four baskets at the 46 foot elevation
containment building (Ref. 1).

baskets of
Trisodium

inside the

During the injection phase the level of the boric acid solution from the
containment spray and the coolant lost from the reactor coolant system will rise
above the trisodium phosphate baskets. The trisodium phosphate will dissolve
into the solution, providing a solution with pH in the range of 7 to 9.5 to
enhance long-term iodine retention in the solution and to minimize corrosion
(Ref. 1).

Section 6.5.2 of the Standard Review Plan (Ref. 3) specifies a pH value greater
than or equal to 7.0 to assure continued retention of iodine in the sump
solution. WCAP-14542, "Evaluation of the Radiological Consequences from a
Loss of Coolant Accident at P2 Using NUREG-1465 Source Term
Methodology," dated July 1996 (Ref. 4), states that, for P2, the mass of
trisodium phosphate (TSP) required to provide an equilibrium sump solution pH
of 7.0 is less than 4,000 pounds. To address the potential for long term
generation of acids in the containment, this amount is doubled to 8,000
pounds. The initial containment spray will be boric acid solution from the
refueling water storage tank which has a pH of approximately 4.5. As the initial
spray solution and, subsequently, the recirculation solution comes in contact
with the TSP, the TSP dissolves raising the pH of the sump solution to an
equilibrium value between 7.0 and 9.5 (Ref. 5).

APPLICABLE
SAFETY ANALYSES

The recirculation pH control system is a passive safeguard with the baskets of
trisodium phosphate located in the containment sump area. The OPERABILITY
of the recirculation pH control system ensures that there is sufficient trisodium
phosphate (TSP) available in containment to guarantee a sump pH >7.0 during
the recirculation phase of a postulated LOCA. The mass of trisodium
phosphate (TSP) required to provide an equilibrium sump solution pH of 7.0 is
less than 4,000 pounds. To address the potential for long term generation of
acids in the containment, this amount is doubled to 8,000 pounds. The initial
containment spray will be boric acid solution from the refueling water storage
tank which has a pH of approximately 4.5. As the initial spray solution and,
subsequently, the recirculation solution comes in contact with the TSP, the TSP
dissolves raising the pH of the sump solution to an equilibrium value between
7.0 and 9.5 (Ref. 5).
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Recirculation pH Control System
B 3.6.7

BASES
APPLICABLE SAFETY ANALYSES (continued)

The Recirculation pH Control System satisfies Criterion 3 of
10 CFR 50.36(c)(2)(ii).

LCO The recirculation pH control system is necessary to reduce the release of
radioactive material to the environment in the event of a DBA. To be
considered OPERABLE, each of the four storage trisodium baskets must be in
place and intact and collectively contain 8000 pounds (148 cubic feet) of
trisodium phosphate (w/12 hydrates), or equivalent.

APPLICABILITY In MODES 1, 2, 3, and 4, a DBA could cause a release of radioactive material
to containment requiring the operation of the recirculation pH control system.
The recirculation pH control system assists in reducing the iodine fission
product inventory prior to release to the environment.

In MODES 5 and 6, the probability and consequences of these events are
reduced due to the pressure and temperature limitations in these MODES.
Thus, the recirculation pH control system is not required to be OPERABLE in
MODE 5 or 6.

ACTIONS _

If the recirculation pH control system is inoperable, it must be restored to
OPERABLE within 72 hours. The pH adjustment of the recirculation pH control
system flow for corrosion protection aid iodine removal enhancement is
reduced in this condition. The Containment Spray system would still be
available and would remove some iodine from the containment atmosphere in
the event of a DBA (Ref. 6). The 72 hour Completion Time takes into account
the low probability of the worst case DBA occurring during this period.

B.1 and B.2

If the recirculation pH control system cannot be restored to OPERABLE status
within the required Completion Time, the plant must be brought to a MODE in
which the LCO does not apply. To achieve this status, the plant must be
brought to at least MODE 3 within 6 hours and to MODE 5 within 84 hours.
The allowed Completion Time of 6 hours is reasonable, based on operating
experience, to reach MODE 3 from full power conditions in an orderly manner
and without challenging plant systems. The extended interval to reach
MODE 5 allows 48 hours for restoration of recirculation pH control system in
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Recirculation pH Control System
B 3.6.7

BASES
ACTIONS (continued)

MODE 3 and 36 hours to reach MODE 5. This is reasonable when considering
the reduced pressure and temperature conditions in MODE 3 for the release of
radioactive material from the Reactor Coolant System.

SURVEILLANCE SR 3.6.7.1
REQUIREMENTS

This SR provides visual verification that each of the four storage trisodium
baskets is in place and intact and collectively contain 8000 pounds
(148 cubic feet) of trisodium phosphate (w/12 hydrates), or equivalent. This
amount of TSP is sufficient to ensure that the recirculation solution following a
LOCA is at the correct pH level. The 24 month Frequency is sufficient to
ensure that the stainless steel baskets are intact and contain the appropriate
amount of TSP.

REFERENCES 1. UFSAR, Section 6.3.

2. UFSAR, Section 14.3.

3. Standard Review Plan, Section 6.5.2.

4. WCAP-14542, "Evaluation of the Radiological Consequences from a
Loss of Coolant Accident at P2 Using NUREG-1465 Source Term
Methodology," dated July 1996.

5. Safety Evaluation by the Office of Nuclear Reactor Regulation Related
to Amendment No. 211 to Facility Operating License No. DPR-26, July
27, 2000.

6. UFSAR, Section 1.2.2.9.
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Hydrogen Recombiners
B 3.6.8

B 3.6 CONTAINMENT SYSTEMS

B 3.6.8 Hydrogen Recombiners

BASES

BACKGROUND The function of the hydrogen recombiners is to eliminate the potential breach
of containment due to a hydrogen oxygen reaction.

Per 10 CFR 50.44, "Standards for Combustible Gas Control Systems in
Light-Water-Cooled Reactors" (Ref. 1), and GDC 41, "Containment
Atmosphere Cleanup" (Ref. 2), hydrogen recombiners are required to reduce
the hydrogen concentration in the containment following a loss of coolant
accident (LOCA) or steam line break (SLB). The recombiners accomplish
this by recombining hydrogen and oxygen to form water vapor. The vapor
remains in containment, thus eliminating any discharge to the environment.

Two 100% capacity independent hydrogen recombiner units are provided.
The P2 hydrogen recombiners are passive autocatalytic recombiners which
contain no moving parts and do not need electrical power or any other
support system. Recombination is accomplished by the attraction of oxygen
and hydrogen molecules to the surface of the catalyst. The hydrogen
recombiners are designed for self-starting and self-sustaining operation.

Each hydrogen recombiner consists of a stainless steel sheet metal box
open at the bottom and at both sides on the top. There are 88 catalytic
cartridges inserted into each box. Each cartridge fabricated from perforated
steel plates holds catalyst pellets. The spaces between the cartridges serve
as flow channels for the gases. The exothermic reaction of the combination
produces heat, which results in a convective flow that draws more gases
from the containment atmosphere into the unit from below. Airflow enters at
the bottom and the catalyst combines hydrogen and oxygen in the flow
channels to form gaseous water.

A single recombiner is capable of limiting the peak hydrogen concentration
in containment to less than 4.0 V/o. The second recombiner is redundant and
is installed to provide margin and increased containment coverage.

Both hydrogen recombiners are located outside the missile shield wall inside
containment at the 95 foot level. They are seismically qualified and have
undergone environmental qualification testing in accordance with IEEE 627
and IEEE 344.
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Hydrogen Recombiners
B 3.6.8

BASES
BACKGROUND (continued)

Containment hydrogen concentration can be maintained below 4 volume
percent using the post-accident containment venting system (Ref. 4). This is
accomplished by the controlled venting of containment atmosphere to
maintain the hydrogen concentration at a safe level. The venting system is
designed to limit the hydrogen concentration below 4 volume percent without
the use of the hydrogen recombiners. Availability and testing of the post-
accident containment venting system is governed by the Technical
Requirements Manual (TRM) (Ref. 5).

APPLICABLE The hydrogen recombiners provide for the capability of controlling the bulk
SAFETY hydrogen concentration in containment to less than the lower flammable
ANALYSES concentration of 4.1 V/o following a DBA. This control would prevent a

containment wide hydrogen burn, thus ensuring the pressure and
temperature assumed in the analyses are not exceeded. The limiting DBA
relative to hydrogen generation is a LOCA. Hydrogen may accumulate in
containment following a LOCA as a result of:

a. A metal steam reaction between the zirconium fuel rod cladding and
the reactor coolant,

b. Radiolytic decomposition of water in the Reactor Coolant System
(RCS) and the containment sump,

c. Hydrogen in the RCS at the time of the LOCA (i.e., hydrogen dissolved
in the reactor coolant and hydrogen gas in the pressurizer vapor
space), or

d. Corrosion of metals exposed to containment spray and Emergency
Core Cooling System solutions.

To evaluate the potential for hydrogen accumulation in containment following
a LOCA, the hydrogen generation as a function of time following the initiation
of the accident is calculated. Conservative assumptions recommended by
Reference 3 are used to maximize the amount of hydrogen calculated.

Based on the conservative assumptions used to calculate the hydrogen
concentration versus time after a LOCA, it will take more than 20 days after
a LOCA to reach 4.0 V/o hydrogen even without operation of the recombiners
or containment vent.
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Hydrogen Recombiners
B 3.6.8

BASES
APPLICABLE SAFETY ANALYSES (continued)

The hydrogen recombiners are designed such that, with the conservatively
calculated hydrogen generation rates discussed above, a single recombiner
is capable of limiting the peak hydrogen concentration in containment to less
than 4.0 V/o (Ref. 4). The post-accident containment vent system is similarly
designed such that one of two redundant vent paths is an adequate backup
to the redundant hydrogen recombiners.

The hydrogen recombiners satisfy Criterion 3 of 10 CFR 50.36(c)(2)(ii).

LCO Two hydrogen recombiners must be OPERABLE. This ensures operation of
at least one hydrogen recombiner in the event of a worst case single active
failure.

Operation with at least one hydrogen recombiner ensures that the post
LOCA hydrogen concentration can be prevented from exceeding the
flammability limit.

APPLICABILITY In MODES 1 and 2, two hydrogen recombiners are required to control the
hydrogen concentration within containment below its flammability limit of
4.0 V/o following a LOCA, assuming a worst case single failure.

In MODES 3 and 4, both the hydrogen production rate and the total
hydrogen produced after a LOCA would be less than that calculated for the
DBA LOCA. Also, because of the limited time in these MODES, the
probability of an accident requiring the hydrogen recombiners is low.
Therefore, the hydrogen recombiners are not required in MODE 3 or 4.

In MODES 5 and 6, the probability and consequences of a LOCA are low,
due to the pressure and temperature limitations in these MODES.
Therefore, hydrogen recombiners are not required in these MODES.

ACTIONS A.1

With one containment hydrogen recombiner inoperable, the inoperable
recombiner must be restored to OPERABLE status within 30 days. In this
condition, the remaining OPERABLE hydrogen recombiner is adequate to
perform the hydrogen control function. However, the overall reliability is
reduced because a single failure in the OPERABLE recombiner could result
in reduced hydrogen control capability. The 30 day Completion Time is
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Hydrogen Recombiners
B 3.6.8

BASES
ACTIONS (continued)

based on the availability of the other hydrogen recombiner, the small
probability of a LOCA or SLB occurring (that would generate an amount of
hydrogen that exceeds the flammability limit), and the amount of time
available after a LOCA or SLB (should one occur) for operator action to
prevent hydrogen accumulation from exceeding the flammability limit.

B.1 and B.2

With two hydrogen recombiners inoperable, the ability to perform the
hydrogen control function via alternate capabilities must be verified by
administrative means within 1 hour. The alternate hydrogen control
capabilities are provided by Post-Accident Containment Venting System
which is governed by the Technical Requirements Manual (TRM) (Ref. 5).
The 1 hour Completion Time allows a reasonable period of time to verify that
a loss of hydrogen control function does not exist.

Both the initial verification and all subsequent verifications may be performed
as an administrative check by examining logs or other information to
determine the availability of the alternate hydrogen control system consistent
with requirements in the TRM. It does not mean to perform the
Surveillances needed to demonstrate OPERABILITY of the alternate
hydrogen control system. If the ability to perform the hydrogen control
function is maintained, continued operation is permitted with two hydrogen
recombiners inoperable for up to 7 days. Seven days is a reasonable time
to allow two hydrogen recombiners to be inoperable because the hydrogen
control function is maintained and because of the low probability of the
occurrence of a LOCA that would generate hydrogen in the amounts
capable of exceeding the flammability limit.

C.1

If the inoperable hydrogen recombiner(s) cannot be restored to OPERABLE
status within the required Completion Time, the plant must be brought to a
MODE in which the LCO does not apply. To achieve this status, the plant
must be brought to at least MODE 3 within 6 hours. The Completion Time of
6 hours is reasonable, based on operating experience, to reach MODE 3
from full power conditions in an orderly manner and without challenging plant
systems.
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Hydrogen Recombiners
B 3.6.8

BASES

SURVEILLANCE
REQUIREMENTS

SR 3.6.8.1 and SR 3.6.8.2

SR 3.6.8.1 requires that proper operation of the hydrogen recombiners is
verified by visual inspection and cleaning, if necessary, to ensure there is no
significant gas blockage by dust or debris.

SR 3.6.8.2 requires that a representative plate is removed from each
recombiner and its response to a test mixture of hydrogen gas is evaluated
for evidence of unexpected degradation of the catalyst. The sample plate
removed from each recombiner is inserted into a test device and a fixed flow
mixture of gas that is approximately 1% hydrogen in air is supplied to the
device (Ref. 4). The plate is judged to be degraded if the temperature
developed is not within the acceptance criteria. In this case the neighboring
plate will be tested. Any plates found to be degraded will be re-evaluated or
replaced with new plates (Ref. 4).

The 24 month Frequency for SR 3.6.8.1 and the 18 month Frequency for
SR 3.6.8.2 are acceptable because the passive autocatalytic hydrogen
recombiners contain no moving parts, do not need electrical power and do
not depend on any other support equipment which would require
surveillance. No specific degradation mechanism has yet been identified for
the catalysts plates in standby service.

REFERENCES 1. 10 CFR 50.44.

2. 10 CFR 50, Appendix A.

3. Regulatory Guide 1.7, Revision 1.

4. UFSAR Section 6.8.

5. IP2 Technical Requirements Manual.
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B 3.6.9

B 3.6 CONTAINMENT SYSTEMS

B 3.6.9 Isolation Valve Seal Water (IVSW) System

BASES

BACKGROUND The Isolation Valve Seal Water (VSW) System improves the effectiveness
of certain containment isolation valves (ClVs) by providing a water seal to
valve leakage paths. This is accomplished by injecting water between the
seats and stem packing of globe and double-disk type isolation valves and
into the piping between other closed containment isolation valves. Sealing
water is maintained in an IVSW supply tank filled with water and pressurized
with nitrogen. The IVSW System is actuated in conjunction with automatic
initiation of containment isolation and is applied to CIVs in lines connected to
the Reactor Coolant System or exposed to the containment atmosphere
during an accident. The seal water is injected at a pressure of at least
52 psig which is 2 1.1 times the calculated peak containment pressure (Pa).
For those valves sealed by IVSW, the possibility of leakage from the
Containment or Reactor Coolant System to the atmosphere outside
containment is eliminated because leakage will be from the IVSW system
into the Containment.

The containment is designed with an allowable leakage rate not to exceed
0.1% of the containment air weight per day. The maximum allowable
leakage rate is used to evaluate offsite doses resulting from a DBA.
Confirmation that the leakage rate is within limit is demonstrated by the
performance of a Type A leakage rate test in accordance with the
Containment Leakage Rate Testing Program as required by LCO 3.6.1,
"Containment." During the performance of the Type A test, no credit is taken
for the IVSW System in meeting the containment leakage rate criteria.

Although IVSW is not needed to maintain plant releases such that the whole
body and thyroid offsite doses would be within the guidelines specified in
10 CFR 50.67 on Type A leakage testing, Indian Point 2 elected to consider
IVSW as a seal system as described in 10 CFR 50, Appendix J (Ref. 3).
This election allows leakage through ClVs sealed by IVSW to be excluded
when calculating Type B and C testing results.

To satisfy the requirements of 10 CFR 50, Appendix J, for excluding leakage
from CVs sealed by IVSW from Type B and C limits, Technical
Specifications must ensure the IVSW sealing function (both sealing water
supply and nitrogen gas supply) is maintained at a pressure of 1.1 Pa for at
least 30 days.
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BASES
BACKGROUND (continued)

Sealing water design capacity is sufficient to maintain a source of seal water
at the required pressure for a minimum of 24 hours without operator
intervention assuming worst case leakage and the single failure of a CIV
sealed by IVSW. The requirements for a 24 hour supply of seal water under
worst case conditions is satisfied by maintaining a minimum of 144 gallons in
the 176 gallon capacity seal water tank.

Nitrogen gas for IVSW seal water pressurization is satisfied by having two
compressed nitrogen bottles in the IVSW supply bank aligned to the IVSW
supply tank.

To satisfy the requirement of 10 CFR 50, Appendix J, (Ref. 3) for
maintaining the IVSW sealing function for at least 30 days, manual operator
action may be required to replenish the IVSW seal water supply and/or
compressed gas supply. The IVSW tank is instrumented to provide local
indication of pressure and water level. Low water level, low pressure and
high pressure in the IVSW supply tank have alarms that annunciate on the
Waste Disposal-Boron Recycle Panel which has an associated category
alarm in the control room.

Two sources of makeup water and two alternate sources of compressed gas
with sufficient capacity to maintain the IVSW sealing function for 30 days are
available. The two sources of makeup water are the primary water storage
tank and the city water system. The two alternate sources of compressed
gas are the normally isolated nitrogen gas bottles in the nitrogen supply
bank and the ability to refill or replace the IVSW nitrogen supply bottles from
the plant Nitrogen System. Manual operations required to supply makeup
water and gas to the IVSW System are performed in an area that is
accessible during an accident.

The IVSW System distribution piping consists of five headers. Three of the
five IVSW headers are pressurized by opening either of a single pair of
normally closed header injection valves (1410 and 1413) which are in
parallel. These valves open automatically on a containment Phase "A"
isolation signal to admit seal water to the associated CIVs. One of the five
IVSW headers is pressurized by opening either of a single pair of normally
closed header injection valves (3518 and 3519) which are in parallel. These
valves open automatically on a containment Phase "A" isolation signal to
admit seal water to the associated ClVs. One IVSW header is used to
supply seal water to CIVs on process lines that are not automatically closed
on a containment Phase "A" isolation signal. This header is normally
pressurized by the IVSW System with a normally closed manual or air-motor
operated isolation valve for each pair of CIVs served by this IVSW header.
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BASES
BACKGROUND (continued)

Redundant automatic header injection valves in parallel (SDV 3518/SDV
3519 and Valves 1410/1413) ensure the IVSW header is pressurized if there
is a failure of one injection valve in either pair. Each of the automatic header
injection valves in each pair are actuated from separate and independent
signals.

A related system, the Isolation Valve Seal Gas System, is not credited as a
seal system as described in 10 CFR 50, Appendix J, and is not addressed
by this Technical Specification. This system uses the nitrogen bank used to
supply the IVSW System to supply high pressure nitrogen that may be used
to seal lines subjected to pressure in excess of the 150 psig IVSW design
pressure due to operation of the recirculation pumps. This system is
manually initiated during the post accident recovery phase and is not part of
the IVSW System.

APPLICABLE
SAFETY
ANALYSES

The IVSW System LCO was derived from the requirement related to the
control of leakage from the containment during major accidents. This LCO is
intended to ensure the actual containment leakage rate is maintained within
the maximum value assumed in the safety analyses. As part of the
containment boundary, containment isolation valves function to support the
leak tightness of the containment. The IVSW System assures the
effectiveness of certain containment isolation valves by providing a water
seal pressurized to 2 1.1 times the maximum peak containment accident
pressure at the valves and thereby reducing containment leakage. As such,
the IVSW System is considered a seal system as described in 10 CFR 50,
Appendix J. Therefore, the safety analyses of any event requiring isolation
of containment is applicable to this LCO.

The DBA that results in a release of radioactive material within containment
is a loss of coolant accident (LOCA)(Ref. 2). The DBAs assume that, within
60 seconds after the accident, isolation of the containment is complete and
leakage terminated except for the design leakage rate, La. The containment
isolation total response time of 60 seconds includes signal delay, diesel
generator startup (for loss of offsite power) and containment isolation valve
stroke time. The IVSW System actuates on a containment isolation signal
and functions within 60 seconds to help reduce containment leakage below
the allowable design leakage rate value, La.

The Isolation Valve Seal Water System satisfies Criterion 3 of
10 CFR 50.36.
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BASES

LCO OPERABILITY of the IVSW System is based on the system's capability to
supply seal water to selective containment isolation valves within the time
assumed in the applicable safety analyses and to ensure water at the
required pressure is maintained for at least 30 days. This requires the IVSW
tank be maintained with an adequate volume of water, an air or nitrogen
overpressure sufficient to provide the motive force to move the water to the
applicable penetration, piping to provide an OPERABLE flow path and two
air operated header injection valves on each of the two automatically
actuated branch headers (i.e., SDV 3518/SDV 3519 and Valves 1410/1413).

APPLICABILITY The IVSW System is required to be OPERABLE in MODES 1, 2, 3, and 4
because a DBA could cause a release of radioactive material to
containment. In MODES 5 and 6, the probability and consequences of these
events are reduced due to the pressure and temperature limitations of these
MODES. Therefore, the IVSW System is not required to be OPERABLE in
MODE 5 or 6.

ACTIONS A.

With one IVSW System header (or portion of a header) inoperable, a portion
of the CIVs serviced by IVSW may not receive seal water at the required
pressure and volume for effective sealing. However, the CVs are
OPERABLE and will still close, the affected ClVs provide adequate isolation
to meet containment isolation requirements without IVSW during the most
recent Type A test, and the number of CIVs affected by the failure of one
IVSW header is small compared to the total number of CIVs. Therefore, the
7 days is allowed to restore the IVSW System header to OPERABLE status.

With one IVSW automatic actuation valve inoperable in either or both
automatically actuated header, the IVSW function is still available because
the redundant automatic actuation valve is OPERABLE. Therefore, 7 days
is allowed to restore the IVSW automatic actuation valve to OPERABLE
status.

B.1

With the IVSW System inoperable for reasons other than Condition A, the
effectiveness of CIVs sealed by IVSW may be compromised. This Condition
may result from failure to meet any of the surveillance requirements needed
to verify OPERABILITY of IVSW or the inoperability of multiple IVSW
headers or automatic actuation devices. However, the CIVs are OPERABLE
and will still close and the affected CIVs provide adequate isolation to meet
containment isolation requirements without IVSW during the most recent
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BASES
ACTIONS (continued)

Type A test. Additionally, except in the unusual case where inoperability is
the result of failure to meet SR 3.6.9.5, the affected CIVs have demonstrated
the ability to satisfy IVSW leakage requirements using IVSW seal water in
lieu of meeting Type C testing requirements. Therefore, 24 hours is allowed
to restore the IVSW System to OPERABLE status.

C.1 and C.2

If the Required Actions and associated Completion Times are not met, the
plant must be brought to a MODE in which the LCO does not apply. To
achieve this status, the plant must be brought to at least MODE 3 within
6 hours and to MODE 5 within 36 hours. The allowed Completion Times are
reasonable, based on operating experience, to reach the required plant
conditions from full power conditions in an orderly manner and without
challenging plant systems

SURVEILLANCE SR 3.6.9.1
REQUIREMENTS

This SR verifies the IVSW tank has the necessary pressure to provide
motive force to the seal water. A 52 psig pressure is sufficient to ensure the
containment penetration flowpaths that are sealed by the IVSW System are
maintained at a pressure 1.1 times the calculated peak containment
internal pressure (Pa) related to the design bases accident. Verification of
the IVSWtank pressure on a Frequency of once per 24 hours is acceptable
because operating experience has shown this Frequency to be appropriate
for early detection and correction of off normal trends.

SR 3.6.9.2

This SR ensures the capability of the IVSW nitrogen source to pressurize the
IVSW System as needed to support IVSW operation for a minimum of
30 days. Verification of the IVSWtank pressure on a Frequency of once per
24 hours is acceptable because operating experience has shown this
Frequency to be appropriate for early detection and correction of off normal
trends.

SR 3.6.9.3

This SR verifies the IVSW tank has an initial volume of water necessary to
provide seal water to the containment isolation valves served by the IVSW
System for a period of at least 24 hours assuming the failure of one CIV and
the maximum allowed leakage past other CIVs served by IVSW. Verification
of IVSWtank level on a Frequency of once per 24 hours is acceptable since
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BASES
SURVEILLANCE REQUIREMENTS (continued)

tank level is monitored by installed instrumentation and will alarm in the
control room and on the Waste Disposal-Boron Recycle Panel in sufficient
time to re-fill the tank before it is depleted.

SR 3.6.9.4

This SR verifies the stroke time of each automatic IVSW header injection
solenoid valve is within limits. The frequency is 24 months. Previous
operating experience has shown that these valves usually pass the required
test when performed.

SR 3.6.9.5

This SR ensures that automatic header injection valves actuate to the
correct position on a simulated or actual signal. The 24 month Frequency is
based on the need to perform this Surveillance under the conditions that
apply during a plant outage and the potential for an unplanned transient if
the Surveillance were performed with the reactor at power. Operating
experience has shown these components usually pass the Surveillance
when performed at the 24 month Frequency.

SR 3.6.9.6

Integrity of the IVSW seal boundary is important in providing assurance that
the design leakage value required for the system to perform its sealing
function is not exceeded. This testing is performed in accordance with the
requirements, Frequency and acceptance criteria established in Technical
Specification 5.5.14, Containment Leakage Rate Testing Program. This
program was established to implement the leakage rate testing of the
containment as required by 10 CFR 50.54(o) and 10 CFR 50, Appendix J,
Option B, as modified by P2 specific approved exemptions. This program
conforms to guidelines contained in Regulatory Guide 1.163, "Performance-
Based Containment Leak Test Program, dated September 1995."

REFERENCES 1. UFSAR, Section 6.5.

2. UFSAR, Chapter 14.3.

3. 10 CFR 50, Appendix J.
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B 3.6 CONTAINMENT SYSTEMS

3.6.10 Weld Channel and Penetration Pressurization System

BASES

BACKGROUND The Weld Channel and Penetration Pressurization System (WC&PPS) is
designed to continuously pressurize the space between selected isolation
valves, system piping containment penetration barriers, and most of the weld
seam channels installed on the inside of the liner of the Containment.
Pressurization by the WC&PPS provides a continuous, sensitive, and
accurate means of monitoring Containment status with respect to leakage.
The WC&PPS is maintained at a pressure above the containment peak
accident pressure so that postulated leakage past the monitored barriers will
be into the containment rather than out of the containment. The design
basis leakage rate from the WC&PPS is 0.2% of containment free volume
per day which assumes leakage of 0.1% of containment free volume per day
into the containment and an identical amount leaking to the environment.
Following a design basis accident, the system will maintain pressure greater
than the post accident containment pressure for 24 hours (Ref. 1).

The WC&PPS is divided into four independent zones to simplify the process
of locating leaks during operation. If one zone has a leak during operation,
the specific penetration, weld channel, or containment isolation valve
containing the leak can be identified by isolating the individual air supply line
to each component in the zone. Additionally, a capped tube connection
installed in each line allows injecting leak test gas (Ref. 1).

The instrument air system provides a regulated supply of clean and dry
compressed air for the WC&PPS. One instrument air compressor is
sufficient to maintain pressurization at the maximum allowable leakage rate
of the WC&PPS. A backup source of air for the WC&PPS is the station air
system which includes at least one station air compressor.

Each WC&PPS zone is served by its own air receiver which will continue to
supply air to the zone if the instrument air system and station air system are
lost. Each of the air receivers is sized to supply air to its zone for a period of
at least one hour based on a total leakage rate of 0.2% of the containment
free volume per day. If the receivers are exhausted before normal and
backup air supplies are restored, additional backup is provided by a bank of
nitrogen cylinders. The nitrogen backup system will automatically deliver
nitrogen at a pressure slightly lower than the normal regulated air supply.
Thus, in the event of failure of the normal and backup air supply systems
during periods when the system is in operation, WC&PPS pressure
requirements will be automatically maintained by the nitrogen supply. This
assures reliable pressurization under both normal and accident conditions.
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BASES
BACKGROUND (continued)

The combination of the air receivers and nitrogen supply is sufficient to
ensure WC&PPS pressure is above the peak containment pressure at the
start of a LOCA and to maintain WC&PPS above the post-LOCA
containment pressure profile for the 24 hour period following a LOCA at the
design leakage rate of 0.2% of the containment free volume per day.

WC&PPS pressure control valves, isolation valves and check valves are
generally located outside of the containment for ease of inspection and
maintenance. The line to each of the four pressurized zones is equipped
with a critical pressure drop orifice to assure that air consumption will be
within the capacity of the system and that high air consumption in one zone
does not affect the operation of the other zones. Additionally, restricting
orifices are installed on pressurization lines, where required, to assure that
air consumption, even on failure of an individual line, will not result in loss of
pressure to the other components connected to the same pressurization
header.

All pressurized components have provisions for either local pressure
indication, mounted outside the Containment, or remote low pressure alarms
in the Control Room (Ref. 1). The actuating pressure for each pressure
alarm is set above incident pressure and below the nitrogen supply regulator
setting.

WC&PPS air consumption is continuously monitored by two flow sensing
meters located in each of the headers supplying makeup air to the four
WC&PPS zones. Output from these sensors is applied to a summing
amplifier which drives a total flow recorder. The flow measurement range is
0-15 scfm with an accuracy of ± 1% of full scale. High flow alarms in the
Control Room are derived from the recording channel. With the WC&PPS at
47 psig and the containment at approximately atmospheric pressure, an
indicated WC&PPS flow rate of 14.4 scfm is equivalent to the WC&PPS
design leakage limit. A WC&PPS flow rate of 14.4 scfm, if sustained for
24 hours, is equivalent to 0.2% of the containment free volume at a pressure
of 47 psig.

APPLICABLE At Indian Point 2, the radiological consequence analyses that evaluated the
SAFETY adoption of the alternate source term assumptions in accordance with 10
ANALYSES CFR 50.67, Accident Source Term, showed that 10 CFR 50.67 limits are met

assuming the Containment leaks at a rate of 0.1% per day of Containment
free volume for the first 24 hours and 0.05% per day of Containment free
volume thereafter (References 2 and 3). No credit is taken for the
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APPLICABLE SAFETY ANALYSES (Continued)

WC&PPS when determining the amount of radioactivity released for offsite
dose evaluations because the integrated leakage rate tests required by
Technical Specification 5.5.14, Containment Leakage Rate Testing Program,
are performed with the penetration barriers and weld channel zones open to
the containment atmosphere. However, WC&PPS does provide an
additional means for ensuring that containment leakage is minimized
(Ref. 4).

A design function of WC&PPS is to provide a continuous, sensitive, and
accurate means of monitoring leakage of selected containment isolation
valves (CIVs), the air lock door seals, and containment welds that are
pressurized by this system. WC&PPS leakage, even if below the WC&PPS
design leakage rate, may indicate that one of these supported components
is exceeding its leakage rate acceptance criteria. In this situation, the
supported component may be inoperable and the APPLICABLE SAFETY
ANALYSES for the supported component is applicable.

For containment isolation valves (CIVs) supported by WC&PPS, WC&PPS
pressurization is applied to the space between those CIVs that are normally
closed. CVs supported by WC&PPS are Type C tested in accordance with
Technical Specification 5.5.14 because WC&PPS is not credited as a seal
system.

- If WC&PPS pressurization is lost without indication of high air
consumption, the WC&PPS is a potential leakage path from the
containment to the atmosphere. Isolation of the WC&PPS supply to
the affected CIVs provides appropriate compensatory action because
the supported CVs are a tested boundary and isolating the
depressurized WC&PPS supply eliminates WC&PPS as a potential
leakage path from containment to the atmosphere.

- If WC&PPS air consumption is high, the WC&PPS leakage pathway is
a potential leakage path from the containment to the atmosphere;
however, potential leakage from containment is minimized as long as
WC&PPS pressurization is maintained. After the leakage pathway is
depressurized by being isolated from the WC&PPS air supply, the
supported CVs may be inoperable if the leakage pathway is not also
isolated from the supported CIVs. If the leakage pathway is not
isolated from the supported CVs after depressurization, the
requirements of LCO 3.6.3, "Containment Isolation Valves," are
applicable.
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APPLICABLE SAFETY ANALYSES (Continued)

For the containment air lock door seals, WC&PPS pressurization is normally
applied to the space between the seals on each airlock door. Air lock
OPERABILITY does not require pressurization of the air lock door seals
except as needed to verify the seals have reseated after each air lock door
is operated (see LCO 3.6.2, "Containment Air Locks").

- If WC&PPS pressurization is lost without indication of high air
consumption, the WC&PPS is a potential leakage path from the
containment to the atmosphere. Isolation of the WC&PPS supply to
the affected air lock door provides appropriate compensatory action
because seal pressurization is not required for air lock OPERABILITY
and isolating the depressurized WC&PPS supply eliminates WC&PPS
as a potential leakage path from containment to the atmosphere. Note
that LCO 3.6.2, "Containment Air Locks," requires verification that air
lock seals have re-seated by temporarily pressurizing the seals within
7 days after operation of the air lock door.

- If WC&PPS air consumption is high, the WC&PPS leakage pathway is
a potential leakage path from the containment to the atmosphere;
however, potential leakage from containment is minimized as long as
WC&PPS pressurization is maintained. After the leakage pathway is
depressurized by being isolated from the WC&PPS air supply, the
supported air lock door may be inoperable if the leakage pathway is
not also isolated from the supported air lock door. If the leakage
pathway is not isolated from the supported air lock door after
depressurization, the requirements of LCO 3.6.2, "Containment Air
Locks," are applicable.

For weld channels and Diping penetrations, WC&PPS pressurizes what is
equivalent to a closed system inside containment. Because it is reasonable
to assume that WC&PPS leakage is not the result of a containment weld or
piping penetration defect, WC&PPS leakage and/or lack of pressurization is
a concern only because it presents a potential leakage path from
containment to the atmosphere via the depressurized WC&PPS. Therefore,
isolation of the WC&PPS supply to the affected section of weld channel or
piping penetration provides appropriate compensatory action for both loss of
pressurization and air consumption caused by flow from the WC&PPS into
containment. This assumes that containment leakage rate testing required
by Technical Specification 5.5.14 provides a high degree of assurance that
WC&PPS air consumption is not indicative of deterioration of the
containment boundary.
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Limits for air consumption are based on the integrated containment leak rate
test acceptance criterion and the ability of the reserve air supplies in the air
receivers and nitrogen cylinders to maintain WC&PPS pressure above
calculated containment pressure for a minimum of 24 hours following an
event.

WC&PPS satisfies Criterion 3 of 10 CFR 50.36 where it is used to pressurize
the space between selected CIVs and pressurize air lock door seals. The
WC&PPS system, if not maintained at the required pressure, represents a
potential leakage path to the environment if there is a single failure of a
supported CIV or air lock seal.

WC&PPS satisfies Criterion 4 of 10 CFR 50.36 because it provides an
additional means for ensuring that containment leakage is minimized
although no credit is taken for the WC&PPS in calculating offsite dose for
meeting 10 CFR 50.67 and 10 CFR 50, Appendix A, Criterion 19.

LCO This LCO requires that the WC&PPS is OPERABLE. OPERABILITY
requires the following: all required portions of each WC&PPS zone are
pressurized to a value that exceeds peak containment pressure during a
design basis accident; and, total leakage (i.e., air consumption) from the
required portions of the WC&PPS are within specified limits.

For a portion of the WC&PPS to be considered not required, it must meet all
of the following criteria:

1) it must be inoperable (i.e., can not maintain a pressure above required
limits and/or causes system air consumption to exceed required limits);

2) it must be isolated or disconnected from the system; and,

3) it must have been determined by written evaluation as not practicably
accessible for repair.

Inoperable sections of WC&PPS piping which can be considered as not
practicably accessible for repair will satisfy one of the following criteria:

1) the piping is covered by concrete and repairs of the piping would
involve the removal of some portion of the containment structure; or,

2) the piping is located behind plant equipment in the containment
building and repairs of the piping would involve the relocation of the
equipment.
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The integrity of the welds associated with any disconnected or isolated
portions of the WC&PPS is considered verified by integrated leak rate
testing performed in accordance with Technical Specification 5.5.14. The
provision that allows for the disconnection of portions of the WC&PPS piping
does not apply to any other WC&PPS piping. Isolation of the WC&PPS
supply to an individual component does not cause WC&PPS to be
inoperable.

APPLICABILITY In MODES 1, 2, 3, and 4, a DBA could cause a release of radioactive
material to containment. WC&PPS is required to support OPERABILITY of
the containment, containment air locks, and selected containment isolation
valves. In MODES 5 and 6, OPERABILITY of the containment, containment
air locks, and containment isolation valves is not required. Therefore, the
WC&PPS is not required to be OPERABLE in MODES 5 and 6.

ACTIONS The ACTIONS are modified by two Notes. Note 1 is added to clarify that
Separate Condition entry is allowed for each component supplied by
WC&PPS. This is acceptable because the Required Actions for each
Condition provide appropriate compensatory actions for each component
supported by WC&PPS. Complying with the Required Actions may allow for
continued operation, and subsequent inoperable WC&PPS components are
governed by subsequent Condition entry and application of associated
Required Actions.

Note 2 is added to direct entry into the applicable Conditions and Required
Actions of LCO 3.6.1, "Containment," if it is determined that WC&PPS
inoperability is indicative of exceeding the overall containment leakage rate.
Note that entry into the Conditions and Required Actions of LCO 3.6.1 may
be required even if WC&PPS air consumption limits are not exceeded.

A.1 and A.2

In the event one or more components supplied by WC&PPS is not
maintained within the pressure limit of SR 3.6.10.1, Required Action A.1
requires that the WC&PPS supply to the affected weld channels,
penetrations, or containment isolation valves must be isolated within 4
hours. Required Action A.1 is needed because isolation of the WC&PPS
supply to the affected component results in using an isolation valve as a
substitute for pressurization. This prevents the WC&PPS from becoming a
potential leakage path from the containment to the atmosphere. This action
satisfies the required safety function for containment because the leakage
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rate testing performed in accordance with Technical Specification 5.5.14 has
already verified that the containment leakage rate is within required limits
without crediting the WC&PPS.

The method of isolation must include the use of at least one isolation barrier
that cannot be adversely affected by a single active failure. Isolation barriers
that meet this criterion are a closed and de-activated automatic valve, a
closed manual valve, a blind flange (including compression fittings), and a
check valve with flow through the valve secured (Ref. 3). For a WC&PPS
supply isolated in accordance with Required Action A.1, the device used to
isolate the weld channel, penetration or containment isolation valves should
be the closest available to component. The 4 hour Completion Time is
reasonable, considering the time required to isolate the penetration and the
relative importance of supporting containment OPERABILITY during
MODES 1, 2, 3, and 4.

If a WC&PPS supply cannot be restored to OPERABLE status within the
4 hour Completion Time and is isolated in accordance with Required
Action A.1, the affected penetration flow paths must be verified to be isolated
on a periodic basis. This is necessary to ensure that containment
penetrations required to be isolated following an accident and not
pressurized by WC&PPS will be in the isolation position should an event
occur. Required Action A.2 does not require any testing or device
manipulation. This action involves verification, through a system walkdown,
that isolation devices outside containment and capable of being
mispositioned are in the correct position. The Completion Time of "once per
31 days for isolation devices outside containment" and exempting valves
that are locked, sealed or otherwise secured in the required position is
appropriate considering the fact that the devices are operated under
administrative controls and the probability of their misalignment is low. For
the isolation devices inside containment, the time period specified as "prior
to entering MODE 4 from MODE 5 if not performed within the previous
92 days" is based on engineering judgment and is considered reasonable in
view of the inaccessibility of the isolation devices and other administrative
controls that will ensure that isolation device misalignment is an unlikely
possibility.

Required Action A.2 is modified by a Note that applies to isolation devices
located in high radiation areas and allows these devices to be verified closed
by use of administrative means. Allowing verification by administrative
means is considered acceptable, since access to these areas is typically
restricted. Therefore, the probability of misalignment of these devices, once
they have been verified to be in the proper position, is small.
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B.1. B.2 and B.3

Condition B applies if one or more required portions of WC&PPS has
leakage that places the WC&PPS outside the limits of SR 3.6.10.2. In this
condition, Required Action B.3 requires that portions of the WC&PPS are
isolated, as necessary, to restore WC&PPS leakage to within the limits of
SR 3.6.10.2. However, safety function is not restored until any portions of
the WC&PPS that are depressurized by this Action are isolated. Therefore,
Required Action B.3, is modified by a Note that requires entry into Condition
A for components not within the pressure limit of SR 3.6.10.1 as a result of
isolating the leakage path. The Completion Time of 7 days to isolate the
leakage path is acceptable because all un-isolated portions of the WC&PPS
are pressurized, otherwise, Condition A is applicable immediately.
Containment function is restored when leaking portions of the WC&PPS are
isolated and at least one isolation device separates the containment barrier
from the WC&PPS leakage path.

As discussed in the Applicable Safety Analyses, containment function is not
restored by Required Action B.3 if the air consumption leakage path is
depressurized but not isolated from the supported containment isolation
valves or containment air lock seal. In this situation, the WC&PPS air
consumption leakage path could create a leakage path from containment to
the atmosphere. Therefore, Required Action B.1 requires entry into the
applicable Conditions and Required Actions of LCO 3.6.3, "Containment
Isolation Valves" within 1 hour of discovery that the WC&PPS air
consumption leakage path is depressurized and not isolated from the
supported containment isolation valves. Likewise, Required Action B.2
requires entry into the applicable Conditions and Required Actions of
LCO 3.6.2, "Containment Air Locks" within 1 hour of discovery that the
WC&PPS air consumption leakage path is depressurized and not isolated
from the supported air locks. The Required Actions of LCO 3.6.2 and
LCO 3.6.3 will restore safety function for WC&PPS air consumption leakage
path that is depressurized.

C.1 and C.2

If the Required Actions and associated Completion Times are not met, the
plant must be brought to a MODE in which the LCO does not apply. To
achieve this status, the plant must be brought to at least MODE 3 within
6 hours and to MODE 5 within 36 hours. The allowed Completion Times are
reasonable, based on operating experience, to reach the required plant
conditions from full power conditions in an orderly manner and without
challenging plant systems.
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B 3.6.10

BASES

SURVEILLANCE SR 3.6.10.1
REQUIREMENTS

This SR requires periodic verification during plant operation that the required
portions of each WC&PPS zone are maintained at a pressure greater than
the containment peak accident pressure. This SR is satisfied by verification
of zone pressure on each of the four WC&PPS zones is above the specified
limit. The 31 day Frequency is acceptable because there are low pressure
alarms in the Control Room to ensure that operators are aware that all
WC&PPS zones are pressurized.

SR 3.6.10.2

This SR requires periodic verification during plant operation that the
WC&PPS air consumption is • 0.2% of the containment free volume per day.
This SR is performed by taking the sum of the reading on the flow sensing
devices located in each of the zone headers. A WC&PPS total flow rate of
15.2 scfm, if sustained for 24 hours, is equivalent to 0.2% of the containment
free volume at a pressure of 47 psig. The 31 day Frequency recognizes that
WC&PPS air consumption indication and high flow alarms are provided in
the control room.

SR 3.6.10.3

This SR, sometimes called the sensitive leak rate test, ensures that the
leakage rate for the WC&PPS is • 0.2% of the containment free volume per
day when pressurized to 52 psig above containment pressure. The
sensitive leak rate test includes only the volume of the weld channels,
double penetrations, and containment isolation valves supported by
WC&PPS. This test is considered more sensitive than the integrated
leakage rate test, as the instrumentation used permits a direct measurement
of leakage from the pressurized zones. The 24 month Frequency is
acceptable because experience has shown that the WC&PPS usually
passes this Surveillance when performed at the 24 month Frequency.
Therefore, the Frequency was concluded to be acceptable from a reliability
standpoint.

REFERENCES 1. UFSAR, Section 6.6.

2. 10 CFR 50.67.

3. Safety Evaluation by the Office of Nuclear Reactor Regulation
Related to Amendment No. 211 to Facility Operating License No.
DPR-26, July 27, 2000.
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BASES
REFERENCES (continued)

4. UFSAR, Section 14.3.

5. Standard Review Plan Section 6.2.4.
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MSSVs
B 3.7.1

B 3.7 PLANT SYSTEMS

B 3.7.1 Main Steam Safety Valves (MSSVs)

BASES

BACKGROUND The primary purpose of the MSSVs is to provide overpressure protection for
the secondary system. The MSSVs also provide protection against
overpressurizing the reactor coolant pressure boundary (RCPB) by providing
a heat sink for the removal of energy from the Reactor Coolant System
(RCS) if the preferred heat sink, provided by the Condenser and Circulating
Water System, is not available.

Five MSSVs are located on each main steam header, outside containment,
upstream of the main steam isolation valves, as described in the UFSAR,
Section 10.2 (Ref. 1). The MSSVs must have sufficient capacity to limit the
secondary system pressure to < 110% of the steam generator design
pressure in order to meet the requirements of the ASME Code, Section III
(Ref. 2). The MSSV design includes staggered setpoints, according to
Table 3.7.1-2 in the accompanying LCO, so that only the needed valves will
actuate. Staggered setpoints reduce the potential for valve chattering that is
due to steam pressure insufficient to fully open all valves following a turbine
trip.

APPLICABLE
SAFETY
ANALYSES

The design basis for the MSSVs comes from Reference 2 and its purpose is
to limit the secondary system pressure to < 110% of design pressure for any
anticipated operational occurrence (AOO) or accident considered in the
Design Basis Accident (DBA) and transient analysis.

The events that challenge the relieving capacity of the MSSVs, and thus
RCS pressure, are those characterized as decreased heat removal events,
which are presented in the UFSAR, Section 14 (Ref. 3). Of these, the full
power turbine trip (loss of external electrical load) without steam dump is
typically the limiting AOO. This event also assumes loss of normal
feedwater flow to the steam generators.

The safety analysis demonstrates that the transient response for turbine trip
occurring from full power without a direct reactor trip presents no hazard to
the integrity of the RCS or the Main Steam System. One turbine trip
analysis is performed assuming primary system pressure control via
operation of the pressurizer relief valves and spray. This analysis
demonstrates that the DNB design basis is met. Another analysis is
performed assuming no primary system pressure control, but crediting
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MSSVs
B 3.7.1

BASES
APPLICABLE SAFETY ANALYSES (continued)

reactor trip on high pressurizer pressure and operation of the pressurizer
safety valves. This analysis demonstrates that RCS integrity is maintained
by showing that the maximum RCS pressure does not exceed 110% of the
design pressure. All cases analyzed demonstrate that the MSSVs maintain
Main Steam System integrity by limiting the maximum steam pressure to
less than 110% of the steam generator design pressure.

In addition to the decreased heat removal events, reactivity insertion events
may also challenge the relieving capacity of the MSSVs. The uncontrolled
rod cluster control assembly (RCCA) bank withdrawal at power event is
characterized by an increase in core power and steam generation rate until
reactor trip occurs when the Overpower AT, Overtemperature AT or Power
Range Neutron Flux-High setpoint is reached. Steam flow to the turbine will
not increase from its initial value for this event. The increased heat transfer
to the secondary side causes an increase in steam pressure and may result
in opening of the MSSVs prior to reactor trip, assuming no credit for
operation of the atmospheric or condenser steam dump valves. The UFSAR
Section 14.1.2 safety analysis of the RCCA bank withdrawal at power event
for a range of initial core power levels demonstrates that the MSSVs are
capable of preventing secondary side overpressurization for this AOO.

The UFSAR safety analyses discussed above assume that all of the MSSVs
for each steam generator are OPERABLE. If there are inoperable MSSV(s),
it is necessary to limit the primary system power during steady-state
operation and AQOs to a value that does not result in exceeding the
combined steam flow capacity of the remaining OPERABLE MSSVs. The
required limitation on primary system power necessary to prevent secondary
system overpressurization may be determined by system transient analyses
or conservatively arrived at by a simple heat balance calculation. In some
circumstances it is necessary to limit the primary side heat generation that
can be achieved during an AOO by reducing the setpoint of the Power
Range Neutron Flux-High reactor trip function. For example, if more than
one MSSV on a single steam generator is inoperable, an uncontrolled RCCA
bank withdrawal at power event occurring from a partial power level may
result in an increase in reactor power that exceeds the combined steam flow
capacity of the turbine and the remaining OPERABLE MSSVs. Thus, for
multiple inoperable MSSVs on the same steam generator it is necessary to
prevent this power increase by lowering the Power Range Neutron Flux-High
setpoint to an appropriate value.
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B 3.7.1

BASES
APPLICABLE SAFETY ANALYSES (continued)

The MSSVs are assumed to have two active and one passive failure modes.
The active failure modes are spurious opening, and failure to reclose once
opened. The passive failure mode is failure to open upon demand.

The MSSVs satisfy Criterion 3 of 10 CFR 50.36(c)(2)(ii).

LCO The accident analysis requires that five MSSVs per steam generator be
OPERABLE to provide overpressure protection for design basis transients
occurring at 100.6% RTP. The LCO requires that five MSSVs per steam
generator be OPERABLE in compliance with Reference 2, and the DBA
analysis.

The OPERABILITY of the MSSVs is defined as the ability to open upon
demand within the setpoint tolerances, to relieve steam generator
overpressure, and reseat when pressure has been reduced. The
OPERABILITY of the MSSVs is determined by periodic surveillance testing
in accordance with the Inservice Testing Program.

This LCO provides assurance that the MSSVs will perform their designed
safety functions to mitigate the consequences of accidents that could result
in a challenge to the RCPB, or Main Steam System integrity.

APPLICABILITY In MODES 1, 2, and 3, five MSSVs per steam generator are required to be
OPERABLE to prevent Main Steam System overpressurization.

In MODES 4 and 5, there are no credible transients requiring the MSSVs.
The steam generators are not normally used for heat removal in MODES 5
and 6, and thus cannot be overpressurized; there is no requirement for the
MSSVs to be OPERABLE in these MODES.

ACTIONS The ACTIONS Table is modified by a Note indicating that separate Condition
entry is allowed for each MSSV.

With one or more MSSVs inoperable, action must be taken so that the
available MSSV relieving capacity meets Reference 2 requirements.
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BASES
ACTIONS (continued)

Operation with less than all five MSSVs OPERABLE for each steam
generator is permissible, if THERMAL POWER is limited to the relief
capacity of the remaining MSSVs. This is accomplished by restricting
THERMAL POWER so that the energy transfer to the most limiting steam
generator is not greater than the available relief capacity in that steam
generator.

A.1

In the case of only a single inoperable MSSV on one or more steam
generators, a reactor power reduction alone is sufficient to limit primary side
heat generation such that overpressurization of the secondary side is
precluded for any RCS heatup event. Furthermore, for this case there is
sufficient total steam flow capacity provided by the turbine and remaining
OPERABLE MSSVs to preclude overpressurization in the event of an
increased reactor power due to reactivity insertion, such as in the event of
an uncontrolled RCCA bank withdrawal at power. Therefore, Required
Action A.1 requires an appropriate reduction in reactor power within 4 hours.

The maximum THERMAL POWER corresponding to the heat removal
capacity of the remaining OPERABLE MSSVs is determined via a
conservative heat balance calculation as described in the attachment to
Reference 6, with an appropriate allowance for calorimetric power
uncertainty.

B.1 and B.2

In the case of multiple inoperable MSSVs on one or more steam generators,
with a reactor power reduction alone there may be insufficient total steam
flow capacity provided by the turbine and remaining OPERABLE MSSVs to
preclude overpressurization in the event of an increased reactor power due
to reactivity insertion, such as in the event of an uncontrolled RCCA bank
withdrawal at power. The 4 hour Completion Time for Required Action B.1 is
consistent with A.1. An additional 32 hours is allowed in Required
Action B.2 to reduce the setpoints. The Completion Time of 36 hours is
based on a reasonable time to correct the MSSV inoperability, the time
required to perform the power reduction, operating experience in resetting all
channels of a protective function, and on the low probability of the
occurrence of a transient that could result in steam generator overpressure
during this period.
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BASES
ACTIONS (continued)

The maximum THERMAL POWER corresponding to the heat removal
capacity of the remaining OPERABLE MSSVs is determined via a
conservative heat balance calculation as described in the attachment to
Reference 6, with an appropriate allowance for Nuclear Instrumentation
System trip channel uncertainties.

Required Action B.2 is modified by a Note, indicating that the Power Range
Neutron Flux-High reactor trip setpoint reduction is only required in
MODE 1. In MODES 2 and 3 the reactor protection system trips specified in
LCO 3.3.1, "Reactor Protection System Instrumentation," already establish a
trip setpoint lower than that required by this LCO.

The allowed Completion Times are reasonable based on operating
experience to accomplish the Required Actions in an orderly manner without
challenging unit systems.

C.1 and C.2

If the Required Actions are not completed within the associated Completion
Time, or if one or more steam generators have 2 4 inoperable MSSVs, the
unit must be placed in a MODE in which the LCO does not apply. To
achieve this status, the unit must be placed in at least MODE 3 within
6 hours, and in MODE 4 within 12 hours. The allowed Completion Times
are reasonable, based on operating experience, to reach the required unit
conditions from full power conditions in an orderly manner and without
challenging unit systems.

SURVEILLANCE SR 3.7.1.1
REQUIREMENTS

This SR verifies the OPERABILITY of the MSSVs by the verification of each
MSSV lift setpoint in accordance with the Inservice Testing Program. The
ASME Code, Section Xl (Ref. 4), requires that safety and relief valve tests
be performed in accordance with ANSI/ASME OM-1-1987 (Ref. 5).
According to Reference 5, the following tests are required:

a. Visual examination,

b. Seat tightness determination,

c. Setpoint pressure determination (lift setting), and

d. Compliance with owner's seat tightness criteria.
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BASES
SURVEILLANCE REQUIREMENTS (continued)

The ANSI/ASME Standard requires that all valves be tested every 5 years,
and a minimum of 20% of the valves be tested every 24 months. The ASME
Code specifies the activities and frequencies necessary to satisfy the
requirements. Table 3.7.1-2 allows a ± 3% setpoint tolerance for
OPERABILITY; however, the valves are reset to ± 1% during the
Surveillance to allow for drift. The lift settings, according to Table 3.7.1-2,
correspond to ambient conditions of the valve at nominal operating
temperature and pressure.

This SR is modified by a Note that allows entry into and operation in
MODE 3 prior to performing the SR. The MSSVs may be either bench
tested or tested in situ at hot conditions using an assist device to simulate lift
pressure. If the MSSVs are not tested at hot conditions, the lift setting
pressure shall be corrected to ambient conditions of the valve at operating
temperature and pressure.

REFERENCES 1. UFSAR, Section 10.2.

2. ASME, Boiler and Pressure Vessel Code, Section III,
Article NC-7000, Class 2 Components.

3. UFSAR, Section 14.

4. ASME, Boiler and Pressure Vessel Code, Section Xl.

5. ANSI/ASME OM-1-1987.

6. NRC Information Notice 94-60, "Potential Overpressurization of the
Main Steam System," August 22, 1994.
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B 3.7.2

B 3.7 PLANT SYSTEMS

B 3.7.2 Main Steam Isolation Valves (MSIVs) and Main Steam Check Valves (MSCVs)

BASES

BACKGROUND The Main Steam System conducts steam from each of the four steam
generators within the containment building to the turbine stop and control
valves. The four steam lines are interconnected near the turbine. Each
steam line is equipped with an isolation valve identified as the Main Steam
Isolation Valve (MSIV) and a nonreturn valve identified as the Main Steam
Check Valve (MSCV).

The MSIVs isolate steam flow from the secondary side of the steam
generators following a high energy line break (HELB). MSIV closure
terminates flow from the unaffected (intact) steam generators.

The MSIVs are swing disc type check valves that are aligned to prevent flow
out of the steam generator. During normal operation, the free swinging discs
in the MSIVs are held out of the main steam flow path by an air piston and
the MSIVs close to prevent the release of steam from the SG when air is
removed from the piston. The isolation valves are designed to and required
to close in less than five seconds. The MSIV operators are supplied by
instrument air and each MSIV is equipped with an air receiver to prevent
spurious MSIV closure due to pressure transients in the instrument air
system.

Each MSIV is equipped with a bypass valve used to warm up the steam line
during unit startup which equalizes pressure across the valve allowing it to
be opened. The bypass valves are manually operated and are closed during
normal plant operation.

An MSIV closure signal is generated by the following signals:

High steam flow in any two out of the four steam lines coincident with
low steam line pressure; or,

High steam flow in any two out of the four steam lines coincident with
low Tavg; or,

Two sets of the two-of-three high-high containment pressure signals;
or,

Manual actuation using a separate switch in the control room for each
MSIV.
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BASES
BACKGROUND (continued)

Note that a turbine trip is initiated whenever an MSIV is not fully open.

The MSCVs are swing disc type check valves that are aligned to prevent
reverse flow of steam into an SG if an individual SG pressure falls below
steamline pressure.

One MSIV and one MSCV are located in each main steam line outside, but
close to, containment. The MSIVs are downstream from the main steam
safety valves (MSSVs) and auxiliary feedwater (AFW) pump turbine steam
supply, to prevent MSSV and AFW isolation from the steam generators by
MSIV closure. Closing the MSIVs isolates each steam generator from the
others, and isolates the turbine, Steam Bypass System, and other auxiliary
steam supplies from the steam generators.

A description of the MSIVs and MSCVs is found in the UFSAR, Section 10.2
(Ref. 1).

APPLICABLE
SAFETY
ANALYSES

The design basis of the MSIVs and MSCVs is established by the
containment analysis for the large steam line break (SLB) inside or outside
containment, discussed in the UFSAR, Section 14.2 (Ref. 2). The
combination of MSIVs and MSCVs precludes the blowdown of more than
one steam generator, assuming a single active component failure (e.g., the
failure of one MSIV or one MSCV to close on demand). For a break
upstream of an MSIV, either the MSIVs in the other three steam lines or the
MSCV in the steam line with the faulted SG must close to prevent the
blowdown of more than one SG. For a break downstream of an MSCV, the
MSCVs are not required to function.

The limiting case for the containment analysis is the SLB inside containment,
without a loss of offsite power following turbine trip. The limiting failure is the
failure of the MSCV associated with the faulted SG or the failure of the MSIV
associated with any other SG. With either of these failures, only one SG
blows down. If the most reactive rod cluster control assembly is assumed
stuck in the fully withdrawn position, there is an increased possibility that the
core will become critical and return to power. The core is ultimately shut
down by the boric acid injection delivered by the Emergency Core Cooling
System.
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BASES
APPLICABLE SAFETY ANALYSES (continued)

The accident analysis compares several different SLB events against
different acceptance criteria. The large SLB outside containment upstream
of the MSIV is limiting for offsite dose, although a break in this short section
of main steam header has a very low probability. The large SLB inside
containment at hot zero power is the limiting case for a post trip return to
power. The analysis includes scenarios with offsite power available, and
with a loss of offsite power following turbine trip. With offsite power
available, the reactor coolant pumps continue to circulate coolant through
the steam generators, maximizing the Reactor Coolant System cooldown.
With a loss of offsite power, the response of mitigating systems is delayed.
Significant single failures considered include failure of an MSIV or MSCV to
close.

The MSIVs and MSCVs serve a safety function by closing and remain open
during power operation. These valves operate under the following
situations:

a. An SLB inside containment. In order to maximize the mass and
energy release into containment, the analysis assumes that the MSCV
in the affected steam generator remains open. For this accident
scenario, steam is discharged into containment from all steam
generators until the remaining MSIVs close. After MSIV closure,
steam is discharged into containment only from the affected steam
generator and from the residual steam in the main steam header
downstream of the closed MSIVs in the unaffected loops. Closure of
the MSCV on the faulted SG or closure of the MSIV on the other three
SGs isolates the break from the unaffected steam generators.

b. An SLB outside of containment and upstream from the MSIVs. This
case is not a containment pressurization concern. The uncontrolled
blowdown of more than one steam generator must be prevented to
limit the potential for uncontrolled RCS cooldown and positive reactivity
addition. Closure of the MSCV on the faulted SG or closure of the
MSIV on the other three SGs isolates the break and limits the
blowdown to a single steam generator.

c. An SLB downstream of the MSIVs. This case will be isolated by the
closure of the MSIVs.

d. A steam generator tube rupture. In this case, closure of the MSIVs or
MSCVs isolates the ruptured steam generator from the intact steam
generators to minimize radiological releases.
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BASES
APPLICABLE SAFETY ANALYSES (continued)

The MSIVs and MSCVs satisfy Criterion 3 of 10 CFR 50.36(c)(2)(ii).

LCO This LCO requires that four MSIVs and four MSCVs be OPERABLE. The
MSIVs are considered OPERABLE when the isolation times are within limits,
and they close on an isolation actuation signal. The MSCVs are considered
OPERABLE when Inservice Test Program requirements are met in
accordance with SR 3.7.2.3.

This LCO provides assurance that the MSIVs and MSCVs will perform their
design safety function to mitigate the consequences of accidents that could
result in offsite exposures. At Indian Point 2, radiological consequence
analyses demonstrate compliance with 10 CFR 50.67, Accident Source
Term (References 3 and 4).

OPERABILITY of the MSIVs and MSCVs ensures that exposures following a
main steam line break are below the required limits (Ref. 4).

APPLICABILITY The MSIVs and MSCVs must be OPERABLE in MODE 1, and in MODES 2
and 3 except when MSIVs are closed. These are the conditions when there
is significant mass and energy in the RCS and steam generators. When the
MSIVs are closed, they are already performing the safety function.

In MODE 4, the MSIVs are normally closed, the steam generator energy is
low and the potential for and consequences of an SLB are significantly
reduced.

In MODE 5 or 6, the steam generators do not contain much energy because
their temperature is below the boiling point of water; therefore, the MSIVs
are not required for isolation of potential high energy secondary system pipe
breaks in these MODES.

ACTIONS A.1

With one or more MSCVs inoperable, action must be taken to restore
OPERABLE status within 72 hours. In this condition, the MSIVs in the other
three steam lines must close to prevent the blowdown of more than one SG
following an SLB upstream of an MSIV. Having more than one MSCV
inoperable will not increase the consequences of an SLB upstream of an
MSIV because only the MSCV associated with the faulted SG needs to
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BASES
ACTIONS (continued)

function to mitigate the failure of an MSIV associated with any of the other
SGs. Additionally, an inoperable MSCV does not affect the consequences
of an SLB downstream of the MSIV.

The 72 hour Completion Time is acceptable because of the following: all
MSIVs are Operable, there is a low probability of the failure of an MSIV
during the 72 hour period that one or more MSCVs are inoperable; and,
there is a low probability of an accident that would require a closure of the
MSCVs or MSIVs during this period.

B.1 and B.2

If the MSCV cannot be restored to OPERABLE status within 72 hours, the
unit must be placed in a MODE in which the LCO does not apply. To
achieve this status, the unit must be placed in MODE 2 within 6 hours and all
MSIVs must be closed within 14 hours. The Completion Times are
reasonable, based on operating experience, to reach MODE 2 and to close
the MSIVs in an orderly manner and without challenging unit systems.

C.1

With one MSIV inoperable in MODE 1, action must be taken to restore
OPERABLE status within 72 hours. Some repairs to the MSIV can be made
with the unit hot. The 72 hour Completion Time for restoration of an
inoperable MSIV is acceptable because the plant remains within the SGTR
and SLB accident analysis assumptions (including assumptions regarding
single failure of an MSIV) except for an SLB that occurs downstream of the
MSIVs. For an SLB that occurs downstream of the MSIVs, P2 remains
within the accident analysis assumptions except for the ability to tolerate the
random failure of a second MSIV during the 72 hour allowable out of service
time for the one MSIV permitted to be inoperable.

D.1

If the MSIV cannot be restored to OPERABLE status within 72 hours, the
unit must be placed in a MODE in which the LCO does not apply. To
achieve this status, the unit must be placed in MODE 2 within 6 hours and
Condition E would be entered. The Completion Times are reasonable,
based on operating experience, to reach MODE 2 and to close the MSIVs in
an orderly manner and without challenging unit systems.
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ACTIONS (continued)

E.1 and E.2

Condition E is modified by a Note indicating that separate Condition entry is
allowed for each MSIV.

Since the MSIVs are required to be OPERABLE in MODES 2 and 3, the
inoperable MSIVs may either be restored to OPERABLE status or closed.
When closed, the MSIVs are already in the position required by the
assumptions in the safety analysis.

The 8 hour Completion Time is reasonable, based on operating experience,
to close the MSIVs after reaching MODE 2.

For inoperable MSIVs that cannot be restored to OPERABLE status within
the specified Completion Time, but are closed, the inoperable MSIVs must
be verified on a periodic basis to be closed. This is necessary to ensure that
the assumptions in the safety analysis remain valid. The 7 day Completion
Time is reasonable, based on engineering judgment, in view of MSIV status
indications available in the control room, and other administrative controls, to
ensure that these valves are in the closed position.

F.1 and F.2

If one MSIV is inoperable when one or more MSCVs are inoperable, then
more than one SG may blowdown following an SLB upstream of an MSIV
and the plant is outside of the analysis assumptions. The plant remains
within the analysis assumptions for an SLB downstream of an MSIV
although the ability to tolerate the failure if a second MSIV is lost. In this
condition, all MSCVs must be restored to OPERABLE status or all MSIVs
must be restored to OPERABLE status within 1 hour. The 1 hour
Completion Time is acceptable because of the low probability of an accident
that would require a closure of the MSCVs or MSIVs during this time period.

G.1 and G.2

If the MSIVs or MSCVs cannot be restored to OPERABLE status or are not
closed within the associated Completion Time, the unit must be placed in a
MODE in which the LCO does not apply. To achieve this status, the unit
must be placed at least in MODE 3 within 6 hours, and in MODE 4 within
12 hours. The allowed Completion Times are reasonable, based on
operating experience, to reach the required unit conditions from MODE 2
conditions in an orderly manner and without challenging unit systems.
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SURVEILLANCE SR 3.7.2.1
REQUIREMENTS

This SRverifies that MSIV closure time is 5.0seconds. The MSIV
isolation time is assumed in the accident and containment analyses. This
Surveillance is normally performed upon returning the unit to operation
following a refueling outage. The MSIVs should not be tested at power
because even a part stroke causes a turbine trip. As the MSIVs are not
tested at power, they are exempt from the ASME Code, Section Xi (Ref. 5),
requirements during operation in MODE 1 or 2.

The Frequency is in accordance with the Inservice Testing Program.

This test is conducted in MODE 3 with the unit at operating temperature and
pressure. This SR is modified by a Note that allows entry into and operation
in MODE 3 prior to performing the SR. This allows a delay of testing until
MODE 3, to establish conditions consistent with those under which the
acceptance criterion was generated.

SR 3.7.2.2

This SR verifies that each MSIV can close on an actual or simulated
actuation signal. This Surveillance is normally performed upon returning the
plant to operation following a refueling outage. The Frequency of MSIV
testing is every 24 months. The 24 month Frequency for testing is based on
the refueling cycle. Operating experience has shown that these components
usually pass the Surveillance when performed at this Frequency. Therefore,
this Frequency is acceptable from a reliability standpoint.

SR 3.7.2.3

Each MSCV must be inspected to ensure that it closes properly. This
ensures that the safety analysis assumptions are met. The Frequency of
this SR is based on Inservice Testing Program requirements and
corresponds to the expected refueling cycle.
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REFERENCES 1. UFSAR, Section 10.2.

2. UFSAR, Section 14.2.

3. 10 CFR 50.67.

4. Safety Evaluation by the Office of Nuclear Reactor Regulation
Related to Amendment No. 211 to Facility Operating License No.
DPR-26, July 27, 2000.

5. ASME, Boiler and Pressure Vessel Code, Section Xl.
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B 3.7.3

B 3.7 PLANT SYSTEMS

B 3.7.3 Main Feedwater Isolation

BASES

BACKGROUND Isolation of the main feedwater system is necessary to mitigate various
accident and transient conditions (main steamline breaks, steam generator
tube ruptures, and excessive heat removal due to feedwater system
malfunction). Main feedwater must be automatically isolated to prevent
excessive Reactor Coolant System (RCS) cooldown, containment
overpressure, and steam generator overfill. Main feedwater isolation is
initiated by either an ESFAS safety injection (SI) signal or high steam
generator water level. Main feedwater isolation to all four steam generators
is provided by either of the following:

a. Closure of all four Main Feedwater Regulating Valves (MFRVs) and
closure of all four Low Flow Main Feedwater Bypass Valves (FBVs);
or,

b. Closure of both Main Boiler Feedwater Pump (MBFP) discharge valves
which initiates closure of all eight Main Feedwater Isolation Valves
(MFIVs), and the trip of both Main Boiler Feedwater Pumps (MBFPs).

Either of these combinations is capable of achieving main feedwater
isolation to all four steam generators within the time limits assumed in the
accident analysis. Note that closure of the eight MFIVs is not required to
meet accident analysis assumptions.

Main feedwater isolation is initiated by a safety injection ESFAS signal or a
high steam generator water level ESFAS signal either of which provides a
direct signal that closes all four MFRVs within 8 seconds and all four Lo Flow
FBVs within 15 seconds. If all eight of these valves close, main feedwater
isolation to all four SGs is completed within time limits that satisfy accident
analysis assumptions (Ref. 2).

To establish required redundancy for the main feedwater isolation safety
function, the safety injection ESFAS signal or high steam generator water
level ESFAS signal also provides a direct signal that closes the two MBFP
discharge valves within 60 seconds. Although closure of the MBFP
discharge valves provides complete isolation of main feedwater to all four
SGs, closure of the MBFP discharge valves does not satisfy accident
analysis assumptions. Therefore, when the MBFP discharge valves close in
response to an ESFAS signal, the main boiler feed pump will automatically
trip when the associated MBFP discharge valve moves off the open seat.
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Main Feedwater Isolation
B 3.7.3

BASES
BACKGROUND (continued)

MBFP discharge valves closure and the MBFP trip are sufficient to satisfy
accident analysis assumptions for peak containment pressure. However,
this barrier does not isolate the SGs and containment from the significant
amount of feedwater mass and energy in the three high pressure feedwater
heaters and the feedwater piping located between the MBFP discharge
valves and the SGs. Therefore, when both MBFP discharge valves move off
the open seat, a signal is generated that initiates closure of the eight Main
Feedwater Isolation Valves (MFIVs). The eight MFIVs are motor operated
valves that are located near to and isolate the four MFRVs and the four Lo
Flow FBVs. The MBFP trip occurs within 5 seconds and closure of the
MFIVs occurs within 120 seconds of the ESFAS signal that initiated closure
of the MBFP discharge valve. Although not required to satisfy accident
analysis assumptions, closure of the eight MFIVs conservatively limits peak
containment pressure following an SLB or excess feedwater event. The
eight MFIVs are the following: four motor operated MFRV isolation valves
(BFD-5, BFD-5-1, BFD-5-2 and BFD-5-3), and four motor operated Lo Flow
FBVs isolation valves (BFD-90, BFD-90-1, BFD-90-2 and BFD-90-3).

In addition to the MFRVs, Lo Flow FBVs and the MSIVs, the main feedwater
line and auxiliary feedwater line to each SG includes a check valve that is
located outside containment. These check valves provide a pressure
boundary that allows either the main feedwater system or auxiliary feedwater
system to supply an SG and prevent blowdown of a SG if main and auxiliary
feedwater pressure is lost.

The main feedwater isolation safety function and components are described
in References 1 and 2.

APPLICABLE The design basis of the main feedwater isolation function is established by
SAFETY the analyses for the large SLB. Main feedwater isolation may also be relied
ANALYSES on to terminate an SLB for core response analysis and excess feedwater

event upon the receipt of a steam generator water level - high high signal or
a feedwater isolation signal on high steam generator level.

Failure of main feedwater isolation following an SLB can result in additional
mass and energy being delivered to the steam generators, contributing to
cooldown. This failure also results in additional mass and energy releases
following an SLB.

Main feedwater isolation satisfies Criterion 3 of 10 CFR 50.36(c)(2)(ii).
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BASES

LCO This LCO requires redundant main feedwater isolation within the time limits
assumed in the accident analysis in response to a safety injection ESFAS
signal or a high steam generator water level ESFAS signal.

Main feedwater flow isolation safety function to all four steam generators
within the time limits assumed in the accident analysis is provided by the
following:

Closure of all four MFRVs (FCV-417, FCV-427, FCV-437, and
FCV-447) in • 8 seconds; and

Closure of all four Lo Flow FBVs (FCV-417L, FCV-427L, FCV-437L,
and FCV-447L) in • 15 seconds.

Redundant feedwater flow isolation safety function to all four steam
generators within the time limits assumed in the accident analysis is
provided by the following:

Closure of both MBFP discharge valves (BFD-2-21 and BFD-2-22) in
• 60 seconds; and

Tripping of both MBFPs (BFP 21 and BFP 22) in < 5 seconds.

The main feedwater isolation function is OPERABLE when ESFAS actuation
signals will cause all required valve closures and pump trips to occur within
specified time limits. Inoperability of either of the MBFP discharge valves
(BFD-2-21 and BFD-2-22) could cause the inoperability of the MBFP trips.

Failure to meet the LCO requirements can result in additional mass and
energy being released to containment following an SLB inside containment.
A feedwater isolation signal on high steam generator level is relied on to
terminate an excess feedwater flow event; therefore, failure to meet the
LCO may also result in the introduction of water into the main steam lines.

APPLICABILITY The main feedwater isolation function must be OPERABLE whenever there
is significant mass and energy in the Reactor Coolant System and steam
generators. This ensures that, in the event of an HELB, a single failure
cannot result in the blowdown of more than one steam generator. In
MODES 1, 2, and 3, the main feedwater isolation function is required to be
OPERABLE to limit the amount of available fluid that could be added to
containment in the case of a secondary system pipe break inside
containment. When the valves are closed and de-activated or isolated by a
closed manual valve, they are already performing their safety function.

INDIAN POINT 2 B 3.7.3 - 3 Revision 0



Main Feedwater Isolation
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BASES
APPLICABILITY (continued)

In MODES 4, 5, and 6, steam generator energy is low. Therefore, the main
feedwater flowpaths are normally closed since MFW is not required.

ACTIONS The ACTIONS Table is modified by a Note indicating that separate Condition
entry is allowed for each valve. This Note recognizes that the main
feedwater isolation function consists of redundant barriers. Multiple
inoperabilities of one of the two barriers results in a loss of redundancy but
not a loss of safety function. Therefore, multiple Condition entry for either of
the two barriers is appropriate. Condition F and Required Action F.1 govern
a concurrent inoperability in both barriers.

A.1. A.2. B.1 and B.2

With one or more MFRVs and/or one or more Lo Flow FBVs in one or more
flow paths inoperable, action must be taken to restore the affected valves to
OPERABLE status, or to close or isolate affected valves within 72 hours.
When these valves are closed or isolated, they are performing their required
safety function.

The 72 hour Completion Time takes into account the redundancy afforded
by MBFP discharge valves, MBFP trips and the MFIVs. Additionally, there is
a low probability of an event occurring during this time period that would
require isolation of the MFW flow paths. The 72 hour Completion Time is
reasonable, based on operating experience.

Inoperable MFRVs and/or Lo Flow FBVs that are closed or isolated must be
verified closed or isolated on a periodic basis. This is necessary to ensure
that the assumptions in the safety analysis remain valid. The 7 day
Completion Time is reasonable, based on engineering judgment, in view of
valve status indications available in the control room, and other
administrative controls, to ensure that these valves are closed or isolated.

C.1 and C.2

With one or both MBFP discharge valves inoperable, action must be taken to
restore the affected valves to OPERABLE status, or to close or isolate
inoperable affected valves within 72 hours. When these valves are closed or
isolated, they are performing their required safety function.
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BASES
ACTIONS (continued)

The 72 hour Completion Time takes into account the redundancy afforded
by the remaining OPERABLE MFRVs and Lo Flow FBVs and the low
probability of an event occurring during this time period that would require
isolation of the MFW flow paths.

Inoperable MBFP discharge valves that are closed or isolated must be
verified on a periodic basis that they are closed or isolated. This is
necessary to ensure that the assumptions in the safety analysis remain
valid. The 7 day Completion Time is reasonable, based on engineering
judgment, in view of valve status indications available in the control room,
and other administrative controls, to ensure that these valves are closed or
isolated.

D.1 and D.2

With one or both MBFP trips inoperable, the main feedwater isolation safety
function is maintained by the MFRVs and Lo Flow FBVs; however, the
required redundancy is lost. Therefore, the MBFP trip must be restored to
OPERABLE within 72 hours or the MBFP must be tripped. The safety
function is satisfied when the affected MBFP is not in operation.

The 72 hour Completion Time takes into account the redundancy afforded
by the OPERABLE MFRVs and Lo Flow FBVs and the low probability of an
event occurring during this time period that would require isolation of the
MFW flow paths.

E.1

With one or more MFRVs or Lo Flow FBVs and one or more MBFP trips or
discharge valves inoperable, there may be no redundant system to perform
the required safety function in the flow path to one or more SGs. Under
these conditions, valves in the flow path to each affected SG must be
restored to OPERABLE status, or the flow path to each affected SG must be
isolated within 8 hours. This action returns the system to the condition
where at least one of the redundant main feedwater isolation barriers in each
flow path is performing the required safety function. The 8 hour Completion
Time is reasonable, based on operating experience, to complete the actions
required to close the MFIV or MFRV, or otherwise isolate the affected flow
path.
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BASES
ACTIONS (continued)

F.1 and F.2

If the main feedwater isolation safety function and/or required redundancy
cannot be restored to OPERABLE status, or affected valves closed, or
affected flow paths isolated within the associated Completion Time, the unit
must be placed in a MODE in which the LCO does not apply. To achieve this
status, the unit must be placed in at least MODE 3 within 6 hours, and in
MODE 4 within 12 hours. The allowed Completion Times are reasonable,
based on operating experience, to reach the required unit conditions from
full power conditions in an orderly manner and without challenging unit
systems.

SURVEILLANCE SR 3.7.3.1 and SR 3.7.3.2
REQUIREMENTS

These SRs verify that each of the valves in both of the main feedwater
isolation barriers close within the time limits assumed in the accident
analysis. SR 3.7.3.1 requires verification that MFRVs and Lo Flow FBVs
close within the following limits:

MFRVs (FCV-417, FCV-427, FCV-437, and FCV-447) close in
< 8 seconds; and

Lo Flow FBVs (FCV-417L, FCV-427L, FCV-437L, and FCV-447L)
close in < 15 seconds.

SR 3.7.3.2 requires verification that MBFP discharge valves and MBFP trips
within the following limits:

MBFP discharge valves (BFD-2-21 and BFD-2-22) close in
s 60 seconds; and

MBFPs (BFP 21 and BFP 22) trip in < 5 seconds.

These Surveillances are normally performed upon returning the unit to
operation following a refueling outage. These valves should not be tested at
power since even a part stroke exercise increases the risk of a valve closure
with the unit generating power. This is consistent with the ASME Code,
Section XI (Ref. 3), quarterly stroke requirements during operation in
MODES 1 and 2.
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SURVEILLANCE REQUIREMENTS (continued)

The Frequency for these SRs is in accordance with the Inservice Testing
Program.

SR 3.7.3.3

This SR verifies that each MFRV, Lo Flow FBV, and MBFP discharge valve
will close and that each MBFP will trip on an actual or simulated actuation
signal. This Surveillance is normally performed upon returning the plant to
operation following a refueling outage.

The Frequency for this SR is every 24 months. The 24 month Frequency for
testing is based on the refueling cycle. Operating experience has shown
that these components usually pass the Surveillance when performed at the
24 month Frequency. Therefore, this Frequency is acceptable from a
reliability standpoint.

REFERENCES 1. UFSAR, Section 10.2.

2. UFSAR, Section 14.2.

3. ASME, Boiler and Pressure Vessel Code, Section Xl.
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B 3.7 PLANT SYSTEMS

B 3.7.4 Atmospheric Dump Valves (ADVs)

BASES

BACKGROUND The ADVs (SG Power Operated Atmospheric Relief Valves) provide a
method for cooling the unit to residual heat removal (RHR) entry conditions
should the preferred heat sink via the Steam Bypass System to the
condenser not be available, as discussed in the UFSAR, Section 10.2
(Ref. 1). This is done in conjunction with the Auxiliary Feedwater System
providing cooling water from the condensate storage tank (CST). The ADVs
may also be needed during a normal cooldown when steam pressure drops
too low for maintenance of a vacuum in the condenser to permit use of the
Steam Dump System.

One ADV line for each of the four steam generators is provided. Each ADV
line consists of one ADV and an associated manually operated block valve.

The ADVs are provided with upstream block valves to permit maintenance at
power, and to provide an alternate means of isolation. The ADVs are
equipped with pneumatic controllers to permit control of the cooldown rate.

The ADVs are provided with a pressurized gas supply of bottled nitrogen
that, on a loss of pressure in the normal instrument air supply, supplies
nitrogen to operate the ADVs. The nitrogen supply is sized to provide
sufficient pressurized gas to operate the ADVs for the time required for
Reactor Coolant System cooldown to RHR entry conditions. A description of
the ADVs is found in Reference 1.

APPLICABLE
SAFETY
ANALYSES

The design basis of the ADVs is established by the capability to cool the unit
to RHR entry conditions. The total relief capacity of the four ADVs is
approximately 10% of the rated steam flow. This capacity is adequate to
cool the unit to RHR entry conditions with only one steam generator and one
ADV, utilizing the cooling water supply available in the CST. The CST
minimum required volume is sufficient to complete this cooldown or to
maintain the plant for 24 hours in MODE 3 following a trip from full power.
When the CST supply is exhausted, city water will be used.

In the accident analysis presented in Reference 2, the ADVs are assumed to
be used by the operator to cool down the unit to RHR entry conditions for
accidents accompanied by a loss of offsite power. Prior to operator actions
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BASES
APPLICABLE SAFETY ANALYSES (continued)

to cool down the unit, the ADVs and main steam safety valves (MSSVs) are
assumed to operate automatically to relieve steam and maintain the steam
generator pressure below the design value. For the recovery from a steam
generator tube rupture (SGTR) event, the operator is also required to
perform a limited cooldown to establish adequate subcooling as a necessary
step to terminate the primary to secondary break flow into the ruptured
steam generator. The time required to terminate the primary to secondary
break flow for an SGTR is more critical than the time required to cool down
to RHR conditions for this event and also for other accidents. Thus, the
SGTR is the limiting event for the ADVs.

The P2 analysis of the radiological consequences of a SGTR (References 2
and 3) conservatively assumes no operator actions that would help to
terminate the primary to secondary leakage such as controlled
depressurization of the RCS to the ruptured steam generator pressure or
subsequent termination of safety injection flow to stop primary to secondary
leakage. If the operators take no action to respond to the event, the break
flow will tend to an equilibrium RCS pressure where incoming safety
injection flow is balanced by outgoing break flow. In the accident analysis,
this equilibrium break flow is assumed to persist from plant trip until
30 minutes after the accident initiation. The analysis does not require that
the operators demonstrate the ability to terminate break flow within
30 minutes from the start of the event. It is recognized that the operators
may not be able to terminate break flow within 30 minutes for all postulated
SGTR events. The purpose of the calculation is to provide conservatively
high mass-transfer rates for use in the radiological consequences analysis.
This is achieved by assuming a constant break flow at the equilibrium flow
rate for a relatively long time period (i.e., 30 minutes). Because this analysis
assumed a loss of offsite power, plant cool down occurs using the ADVs and
the steam generator safety valves with the lowest lift setting.

Using the conservative assumptions described above, the radiological
consequences analysis were determined assuming both a pre-accident
iodine spike (RCS at 60 times the assumed maximum coolant equilibrium
concentration limit of 1.0 mCi/gm of DOSE EQUIVALENT 1-131) and an
accident initiated iodine spike (RCS at the assumed maximum coolant
equilibrium concentration limit of 1.0 mCi/gm of DOSE EQUIVALENT 1-131).

For the pre-accident iodine spike scenario, the exclusion area boundary
(EAB) dose is 4.4 rem total effective dose equivalent (TEDE) and the low
population zone (LPZ) dose is 2.1 rem TEDE (Ref. 2). These results are
well within the 10 CFR 50.67 limits of 25 rem TEDE (Ref. 4).
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APPLICABLE SAFETY ANALYSES (continued)

For the accident-initiated iodine spike scenario, the exclusion area boundary
(EAB) dose is 1.3 rem total effective dose equivalent (TEDE) and the low
population zone (LPZ) dose is 0.7 rem TEDE (Ref. 2). These results are
significantly below the 10 CFR 50.67 limits of 25 rem TEDE (Ref. 4).

The ADVs are equipped with block valves in the event an ADV spuriously
opens or fails to close during use.

The ADVs satisfy Criterion 3 of 10 CFR 50.36(c)(2)(ii).

LCO Four ADV lines are required to be OPERABLE. The block valves must be
OPERABLE to isolate a failed open ADV line.

The analysis of the radiological consequences of a SGTR (References 2
and 3) with concurrent loss of offsite power rendering the steam dumps
unavailable assumed plant cooldown using all available MSSVs and ADVs
with no operator intervention.

However, the substantial margin between the SGTR analysis results and the
10 CFR 50.67 limits supports a conclusion that 10 CFR 50.67 limits would
be met in the unlikely event that a single failure of an ADV increases the
time required to equalize pressure between the RCS and the ruptured SG.

Failure to meet the LCO can result in increasing the amount of time required
to equalize pressure between the RCS and the ruptured SG following a
SGTR with concurrent loss of offsite power rendering the steam dumps
unavailable. Additionally, failure to meet the LCO can result in the inability to
cool the unit to RHR entry conditions following an event in which the
condenser is unavailable for use with the Steam Bypass System.

An ADV is considered OPERABLE when it is capable of providing controlled
relief of the main steam flow and capable of fully opening and closing on
demand. A closed block valve does not render it or its ADV line inoperable if
operator action time to open the block valve is supported in the accident
analysis.

APPLICABILITY In MODES 1, 2, and 3, and in MODE 4, when steam generator is being
relied upon for heat removal in accordance with LCO 3.4.6, "RCS
Loops - MODE 4," the ADVs are required to be OPERABLE.

In MODE 5 or 6, an SGTR is not a credible event.
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ACTIONS A.1

With one required ADV line inoperable, action must be taken to restore
OPERABLE status within 7 days. The 7 day Completion Time allows for the
redundant capability afforded by the remaining OPERABLE ADV lines, a
nonsafety grade backup in the Steam Bypass System, and MSSVs.
Additionally, the substantial margin between the SGTR analysis results and
the 10 CFR 50.67 limits supports a conclusion that 10 CFR 50.67 limits
would be met if an inoperable ADV increases the time required to equalize
pressure between the RCS and the ruptured SG following a SGTR.

B.1

With two or more required ADV lines inoperable, action must be taken to
restore all but one ADV line to OPERABLE status. Since the block valve
can be closed to isolate an ADV, some repairs may be possible with the unit
at power. The 24 hour Completion Time is reasonable to repair inoperable
ADV lines, based on the availability of the Steam Bypass System and
MSSVs, and the low probability of an event occurring during this period that
would require the ADV lines.

C.1 and C.2

If the ADV lines cannot be restored to OPERABLE status within the
associated Completion Time, the unit must be placed in a MODE in which
the LCO does not apply. To achieve this status, the unit must be placed in
at least MODE 3 within 6 hours, and in MODE 4, without reliance upon
steam generator for heat removal, within 24 hours. The allowed Completion
Times are reasonable, based on operating experience, to reach the required
unit conditions from full power conditions in an orderly manner and without
challenging unit systems.

SURVEILLANCE SR 3.7.4.1
REQUIREMENTS

To perform a controlled cooldown of the RCS, the ADVs must be able to be
opened either remotely or locally and throttled through their full range. This
SR ensures that the ADVs are tested through a full control cycle at least
once per fuel cycle. Performance of inservice testing or use of an ADV
during a unit cooldown may satisfy this requirement. Operating experience
has shown that these components usually pass the Surveillance when
performed at the 24 month Frequency. The Frequency is acceptable from a
reliability standpoint.
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SURVEILLANCE REQUIREMENTS (continued)

SR 3.7.4.2

The function of the block valve is to isolate a failed open ADV. Cycling the
block valve both closed and open demonstrates its capability to perform this
function. Performance of inservice testing or use of the block valve during
unit cooldown may satisfy this requirement. Operating experience has
shown that these components usually pass the Surveillance when performed
at the 24 month Frequency. The Frequency is acceptable from a reliability
standpoint.

REFERENCES 1. UFSAR, Section 10.2.

2. UFSAR, Section 14.2.

3. Safety Evaluation by the Office of Nuclear Reactor Regulation
Related to Amendment No. 211 to Facility Operating License No.
DPR-26, July 27, 2000.

4. 10 CFR 50.67.
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B 3.7 PLANT SYSTEMS

B 3.7.5 Auxiliary Feedwater (AFW) System

BASES

BACKGROUND The AFW System automatically supplies feedwater to the steam generators
to remove decay heat from the Reactor Coolant System upon the loss of
normal feedwater supply. The AFW pumps take suction from the
condensate storage tank (CST) (LCO 3.7.6) and pump to the steam
generator secondary side via connections to the main feedwater (MFW)
piping outside containment. The steam generators function as a heat sink
for core decay heat. The heat load is dissipated by releasing steam to the
atmosphere from the steam generators via the main steam safety valves
(MSSVs) (LCO 3.7.1) or atmospheric dump valves (LCO 3.7.4). If the main
condenser is available, steam may be released via the steam bypass valves
and recirculated to the CST.

The AFW System consists of two motor driven AFW pumps and one steam
turbine driven pump configured into three trains. Each motor driven pump
provides 100% of AFWflow capacity, and the turbine driven pump provides
200% of the required capacity to the steam generators, as assumed in the
accident analysis. The pumps are equipped with independent recirculation
lines to prevent pump operation against a closed system. Each motor driven
AFW pump is powered from an independent power supply and feeds two
steam generators. The steam turbine driven AFW pump receives steam
from two main steam lines upstream of the main steam isolation valves.
Each of the steam feed lines will supply 100% of the requirements of the
turbine driven AFW pump.

The AFW System is capable of supplying feedwaterto the steam generators
during normal unit startup, shutdown, and hot standby conditions.

The turbine driven AFW pump supplies a common header capable of
feeding all steam generators. Any of the three AFW pumps is sufficient to
remove decay heat and cool the unit to residual heat removal (RHR) entry
conditions. Thus, the requirement for diversity in motive power sources for
the AFW System is met.

The AFW System is designed to supply sufficient water to the steam
generator(s) to remove decay heat with steam generator pressure at the
setpoint of the MSSVs. Subsequently, the AFW System supplies sufficient
water to cool the unit to RHR entry conditions, with steam released through
the ADVs.
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The auxiliary feedwater pumps are automatically started on receipt of any of
the following signals:

Steam-driven auxiliary feedwater pump:

a. Low-low water level in any two of the four steam generators.

b. Loss of offsite power concurrent with a unit trip and with no safety
injection signal present.

Motor-driven auxiliary feedwater pumps:

a. Low-low water level in any steam generator.

b. Automatic trip of main feedwater pumps as indicated by loss of main
feed pump control oil pressure if manual control switch was last
operated to the "start" position. Trip of either (or both) main feedwater
pumps automatically sends a demand start signal to both motor-driven
auxiliary feedwater pumps.

c. Safety injection signal.

d. Loss of outside power concurrent with a unit trip.

The steam-driven and the motor-driven auxiliary feedwater pumps start
automatically on an AMSAC signal (ATWAS Mitigation System Activation
Circuitry) and can be started manually from the control room and locally at
the pumps.

The steam driven AFW pump must be throttled manually in order to bring the
unit up to speed after a start signal. In addition, the steam driven pump
discharge flow control valves must be manually opened as necessary to
provide adequate auxiliary feedwater flow.

The AFW System is discussed in the UFSAR, Section 10.2 (Ref. 1).

APPLICABLE The AFW System mitigates the consequences of any event with loss of
SAFETY normal feedwater.
ANALYSES

The design basis of the AFW System is to supply water to the steam
generator to remove decay heat and other residual heat by delivering at
least the minimum required flow rate (380 gpm per pump) to the steam
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APPLICABLE SAFETY ANALYSES (continued)

generators at pressures corresponding to the lowest steam generator safety
valve set pressure plus 3%.

In addition, the AFW System must supply enough makeup water to replace
steam generator secondary inventory lost as the unit cools to MODE 4
conditions. Sufficient AFW flow must also be available to account for flow
losses such as pump recirculation and line breaks.

The limiting transient for the AFW System is loss of main feedwater.

In addition, the minimum available AFWflow and system characteristics are
serious considerations in the analysis of a small break loss of coolant
accident (LOCA).

The ESFAS automatically actuates the AFW turbine driven pump and the
associated power operated valves and controls are manually operated when
required to ensure an adequate feedwater supply to the steam generators
during loss of power.

The AFW System satisfies the requirements of Criterion 3 of
10 CFR 50.36(c)(2)(ii).

LCb This LCO provides assurance that the AFW System will perform its design
safety function to mitigate the consequences of events that could result in
overpressurization of the reactor coolant pressure boundary. Three
independent AFW pumps in three diverse trains are required to be
OPERABLE to ensure the availability of decay heat removal capability for all
events accompanied by a loss of offsite power and a single failure. This is
accomplished by powering two of the pumps from independent emergency
buses. The third AFW pump is powered by a steam driven turbine supplied
with steam from a source that is not isolated by closure of the MSIVs.

The AFW System is configured into three trains. The AFW System is
considered OPERABLE when the components and flow paths required to
provide redundant AFWflow to the steam generators are OPERABLE. This
requires that the two motor driven AFW pumps be OPERABLE in two
diverse paths, each supplying AFW to separate steam generators. The
turbine driven AFW pump is required to be OPERABLE with redundant
steam supplies from each of two main steam lines upstream of the MSIVs,
and shall be capable of supplying AFW to any of the steam generators. The
piping, valves, instrumentation, and controls in the required flow paths also
are required to be OPERABLE.

INDIAN POINT 2 B 3.7.5 - 3 Revision 0



AFW System
B 3.7.5

BASES
LCO (continued)

The LCO is modified by a Note indicating that one AFW train with a motor
driven pump capable of supporting the steam generators being relied upon
for heat removal is required to be OPERABLE in MODE 4. This is because
of the reduced heat removal requirements and short period of time in
MODE 4 during which the AFW is required and the insufficient steam
available in MODE 4 to power the turbine driven AFW pump.

APPLICABILITY In MODES 1, 2, and 3, the AFW System is required to be OPERABLE in the
event that it is called upon to function when the MFW is lost. In addition, the
AFW System is required to supply enough makeup water to replace the
steam generator secondary inventory needed to achieve and maintain
MODE 4 conditions.

In MODE 4 the AFW System may be used for heat removal via the steam
generators.

In MODE 5 or 6, the steam generators are not normally used for heat
removal, and the AFW System is not required.

ACTIONS A Note prohibits the application of LCO 3.0.4.b to an inoperable AFW train.
There is an increased risk associated with entering a MODE or other
specified condition in the Applicability with an AFW train inoperable and the
provisions of LCO 3.0.4.b, which allow entry into a MODE or other specified
condition in the Applicability with the LCO not met after performance of a risk
assessment addressing inoperable systems and components, should not be
applied in this circumstance.

A.1

If one of the two steam supplies to the turbine driven AFW train is
inoperable, or if a turbine driven pump is determined to be inoperable while
in MODE 3 immediately following refueling, action must be taken to restore
the inoperable equipment to an OPERABLE status within 7 days. The 7 day
Completion Time is reasonable, based on the following reasons:

a. For the inoperability of a steam supply to the turbine driven AFW
pump, the 7 day Completion Time is reasonable since there is a
redundant steam supply line for the turbine driven pump.
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b. For the inoperability of a turbine driven AFW pump while in MODE 3
immediately subsequent to a refueling, the 7 day Completion Time is
reasonable due to the minimal decay heat levels in this situation.

c. For both the inoperability of a steam supply line to the turbine driven
pump and an inoperable turbine driven AFW pump while in MODE 3
immediately following a refueling outage, the 7 day Completion Time is
reasonable due to the availability of redundant OPERABLE motor
driven AFW pumps, and due to the low probability of an event
requiring the use of the turbine driven AFW pump.

The second Completion Time for Required Action A.1 establishes a limit on
the maximum time allowed for any combination of Conditions to be
inoperable during any continuous failure to meet this LCO.

The 10 day Completion Time provides a limitation time allowed in this
specified Condition after discovery of failure to meet the LCO. This limit is
considered reasonable for situations in which Conditions A and B are
entered concurrently. The AND connector between 7 days and 10 days
dictates that both Completion Times apply simultaneously, and the more
restrictive must be met.

Condition A is modified by a Note which limits the applicability of the
Condition to when the unit has not entered MODE 2 following a refueling.
Condition A allows one AFW train to be inoperable for 7 days versus the
72 hour Completion Time in Condition B. This longer Completion Time is
based on the reduced decay heat following refueling and prior to the reactor
being critical.

B.1

With one of the required AFW trains (pump or flow path) inoperable in
MODE 1, 2, or 3 for reasons other than Condition A, action must be taken to
restore OPERABLE status within 72 hours. This Condition includes the loss
of two steam supply lines to the turbine driven AFW pump. The 72 hour
Completion Time is reasonable, based on redundant capabilities afforded by
the AFW System, time needed for repairs, and the low probability of a DBA
occurring during this time period.

The second Completion Time for Required Action B. 1 establishes a limit on
the maximum time allowed for any combination of Conditions to be
inoperable during any continuous failure to meet this LCO.
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The 10 day Completion Time provides a limitation time allowed in this
specified Condition after discovery of failure to meet the LCO. This limit is
considered reasonable for situations in which Conditions A and B are
entered concurrently. The AND connector between 72 hours and 10 days
dictates that both Completion Times apply simultaneously, and the more
restrictive must be met.

C.1 and C.2

When Required Action A.1 or B.1 cannot be completed within the required
Completion Time, or if two AFW trains are inoperable in MODE 1, 2, or 3,
the unit must be placed in a MODE in which the LCO does not apply. To
achieve this status, the unit must be placed in at least MODE 3 within
6 hours, and in MODE 4 within 18 hours.

The allowed Completion Times are reasonable, based on operating
experience, to reach the required unit conditions from full power conditions
in an orderly manner and without challenging unit systems.

In MODE 4 with two AFW trains inoperable, operation is allowed to continue
because only one motor driven pump AFW train is required in accordance
with the Note that modifies the LCO. Although not required, the unit may
continue to cool down and initiate RHR.

D.1

If all three AFW trains are inoperable in MODE 1, 2, or 3, the unit is in a
seriously degraded condition with no safety related means for conducting a
cooldown, and only limited means for conducting a cooldown with nonsafety
related equipment. In such a condition, the unit should not be perturbed by
any action, including a power change, that might result in a trip. The
seriousness of this condition requires that action be started immediately to
restore one AFW train to OPERABLE status.

Required Action D.1 is modified by a Note indicating that all required MODE
changes or power reductions are suspended until one AFW train is restored
to OPERABLE status. In this case, LCO 3.0.3 is not applicable because it
could force the unit into a less safe condition.
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E.1

In MODE 4, either the reactor coolant pumps or the RHR loops can be used
to provide forced circulation. This is addressed in LCO 3.4.6, "RCS Loops -
MODE 4." With one required AFW train inoperable, action must be taken to
immediately restore the inoperable train to OPERABLE status. The
immediate Completion Time is consistent with LCO 3.4.6.

SURVEILLANCE SR 3.7.5.1
REQUIREMENTS

Verifying the correct alignment for manual, power operated, and automatic
valves in the AFW System water and steam supply flow paths provides
assurance that the proper flow paths will exist for AFW operation. This
SR does not apply to valves that are locked, sealed, or otherwise secured in
position, since they are verified to be in the correct position prior to locking,
sealing, or securing. This SR also does not apply to valves that cannot be
inadvertently misaligned, such as check valves. This Surveillance does not
require any testing or valve manipulation; rather, it involves verification that
those valves capable of being mispositioned are in the correct position.

The SR is modified by a Note that states one or more AFW trains may be
considered OPERABLE during alignment and operation for steam generator
level control, if it is capable of being manually (i.e., remotely or locally, as
appropriate) realigned to the AFW mode of operation, provided it is not
otherwise inoperable. This exception allows the system to be out of its
normal standby alignment and temporarily incapable of automatic initiation
without declaring the train(s) inoperable. Since AFW may be used during
startup, shutdown, hot standby operations, and hot shutdown operations for
steam generator level control, and these manual operations are an accepted
function of the AFW System, OPERABILITY (i.e., the intended safety
function) continues to be maintained.

The 31 day Frequency is based on engineering judgment, is consistent with
the procedural controls governing valve operation, and ensures correct valve
positions.
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SR 3.7.5.2

Verifying that each AFW pump's developed head at the flow test point is
greater than or equal to the required developed head ensures that AFW
pump performance has not degraded during the cycle. Flow and differential
head are normal tests of centrifugal pump performance required by
Section Xl of the ASME Code (Ref 2). Because it is undesirable to introduce
cold AFW into the steam generators while they are operating, this testing is
performed on recirculation flow. This test confirms one point on the pump
design curve and is indicative of overall performance. Such inservice tests
confirm component OPERABILITY, trend performance, and detect incipient
failures by indicating abnormal performance. Performance of inservice
testing discussed in the ASME Code, Section Xl (Ref. 2) (only required at
3 month intervals) satisfies this requirement.

This SR is modified by a Note indicating that the SR should be deferred until
suitable test conditions are established. This deferral is required because
there is insufficient steam pressure to perform the test when SG pressure is
< 600 psig.

SR 3.7.5.3

This SR verifies that AFW can be delivered to the appropriate steam
generator in the event of any accident or transient that generates an
ESFAS, by demonstrating that each automatic valve in the flow path
actuates to its correct position on an actual or simulated actuation signal.
This Surveillance is not required for valves that are locked, sealed, or
otherwise secured in the required position under administrative controls.
The 24 month Frequency is based on the need to perform this Surveillance
under the conditions that apply during a unit outage and the potential for an
unplanned transient if the Surveillance were performed with the reactor at
power. The 24 month Frequency is acceptable based on operating
experience and the design reliability of the equipment.

The SR is modified by a Note that states one or more AFW trains may be
considered OPERABLE during alignment and operation for steam generator
level control, if it is capable of being manually (i.e., remotely or locally, as
appropriate) realigned to the AFW mode of operation, provided it is not
otherwise inoperable. This exception allows the system to be out of its
normal standby alignment and temporarily incapable of automatic initiation
without declaring the train(s) inoperable. Since AFW may be used during
startup, shutdown, hot standby operations, and hot shutdown operations for
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steam generator level control, and these manual operations are an accepted
function of the AFW System, OPERABILITY (i.e., the intended safety
function) continues to be maintained.

This SR is modified by a Note that states the SR is not required in MODE 4.
In MODE 4, the required AFW train is aligned and operated as necessary to
maintain SG water level.

SR 3.7.5.4

This SR verifies that the AFW pumps will start in the event of any accident or
transient that generates an actuation signal by demonstrating that each AFW
pump starts automatically on an actual or simulated actuation signal in
MODES 1, 2, and 3. In MODE 4, the required pump is operated as
necessary to maintain SG water level and the autostart function is not
required. The 24 month Frequency is based on the need to perform this
Surveillance under the conditions that apply during a unit outage and the
potential for an unplanned transient if the Surveillance were performed with
the reactor at power.

This SR is modified by two Notes. Note 1 indicates that the SR be deferred
until suitable test conditions are established. This deferral is required
because there is insufficient steam pressure to perform the test. Note 2
states that one or more AFW trains may be considered OPERABLE during
alignment and operation for steam generator level control, if it is capable of
being manually (i.e., remotely or locally, as appropriate) realigned to the
AFW mode of operation, provided it is not otherwise inoperable. This
exception allowing the system to be out of its normal standby alignment and
temporarily incapable of automatic initiation without declaring the train(s)
inoperable. Since AFW may be used during startup, shutdown, hot standby
operations, and hot shutdown operations for steam generator level control,
and these manual operations are an accepted function of the AFW System.
OPERABILITY (i.e., the intended safety function) continues to be
maintained.

REFERENCES 1. UFSAR, Section 10.2.

2. ASME, Boiler and Pressure Vessel Code, Section XI.
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B 3.7 PLANT SYSTEMS

B 3.7.6 Condensate Storage Tank (CST)

BASES

BACKGROUND The CST provides a safety grade source of water to the steam generators
for removing decay and sensible heat from the Reactor Coolant System
(RCS). The CST provides a passive flow of water, by gravity, to the Auxiliary
Feedwater (AFW) System (LCO 3.7.5). The steam produced is released to
the atmosphere by the main steam safety valves or the atmospheric dump
valves. The AFW steam driven pump operates with a continuous
recirculation to the CST. The motor driven AFW pumps have recirculation
controllers that recirculate flow to the CST, as necessary, to maintain a
minimum required AFW pump flow.

When the main steam isolation valves are open, the preferred means of heat
removal is to discharge steam to the condenser by the nonsafety grade path
of the steam bypass valves. The condensed steam is returned to the CST by
the condensate transfer pump. This has the advantage of conserving
condensate while minimizing releases to the environment.

Because the CST is a principal component in removing residual heat from
the RCS, it is designed to withstand earthquakes and other natural
phenomena. The condensate makeup system connects the 600,000 gallon
capacity condensate storage tank to the main condenser. The condensate
makeup system automatically supplies makeup water from the CST to the
condenser if there is a low level in the condenser hotwell. Condenser
makeup is isolated when the CST level decreases to approximately
360,000 gallons to reserve the required volume of condensate available to
the auxiliary feedwater pumps sufficient to hold the plant at hot shutdown for
24 hours following a trip at full power. The CST is designed to Seismic
Category I to ensure availability of the feedwater supply. Feedwater is also
available from the City Water (CW) System. City water will be used to
supply the Auxiliary Feedwater System only when the CST supply is
exhausted. The City Water System includes the site city water header
consisting of the 1.5 million gallon city water storage tank and the connection
to the offsite water supply. A description of the CW system is found in
UFSAR, Section 10 (Ref. 1). Requirements for the OPERABILITY of the
City Water System are in the Technical Requirements Manual (TRM)
(Ref. 2).

A description of the CST is found in the UFSAR, Section 10.2 (Ref. 1).
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APPLICABLE The CST provides cooling water to remove decay heat. The minimum
SAFETY amount of water in the condensate storage tank is the amount needed to
ANALYSES maintain the plant for 24 hours in MODE 3 following a trip from full power.

When the condensate storage tank supply is exhausted, city water will be
used.

The CST satisfies Criteria 2 and 3 of 10 CFR 50.36(c)(2)(ii).

LCO To satisfy accident analysis assumptions, the CST must contain sufficient
cooling water to remove decay heat while in MODE 3 for 24 hours following
a reactor trip from 100.6% RTP. In doing this, it must retain sufficient water
to ensure adequate net positive suction head for the AFW pumps during
cooldown, as well as account for any losses from the steam driven AFW
pump turbine.

The CST required minimum volume of 360,000 gallons includes
conservative allowances for instrument accuracy and the unusable volume.
When the condensate storage tank supply is exhausted, city water will be
used to supply the AFW pumps.

The OPERABILITY of the CST is determined by maintaining the tank level at
or above the minimum required level.

APPLICABILITY In MODES 1, 2, and 3, and in MODE 4, when steam generator is being
relied upon for heat removal, the CST is required to be OPERABLE.

In MODE 5 or 6, the CST is not required because the AFW System is not
required.

ACTIONS A.1 and A.2

If the CST is not OPERABLE, the OPERABILITY of the backup supply (City
Water) should be verified by administrative means within 4 hours and once
every 12 hours thereafter. OPERABILITY of the backup feedwater supply
must include verification that City Water is OPERABLE in accordance with
requirements specified in the Technical Requirements Manual (TRM)
(Ref. 2). The CST must be restored to OPERABLE status within
7 days. The Completion Time for verification of the OPERABILITY of the
backup water supply ensures that Condition B is entered promptly if both
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the CST and City Water are inoperable. Verifying the OPERABILITY of City
Water every 12 hours is adequate to ensure the backup water supply
continues to be available. The 7 day Completion Time for restoration of the
CST is reasonable, based on an OPERABLE backup water supply being
available, and the low probability of an event occurring during this time
period requiring the CST.

B.1 and B.2

If the CST cannot be restored to OPERABLE status within the associated
Completion Time, the unit must be placed in a MODE in which the LCO does
not apply. To achieve this status, the unit must be placed in at least
MODE 3 within 6 hours, and in MODE 4, without reliance on the steam
generator for heat removal, within 24 hours. The allowed Completion Times
are reasonable, based on operating experience, to reach the required unit
conditions from full power conditions in an orderly manner and without
challenging unit systems.

If Condition B is entered when both the CST and City Water are not
Operable, Conditions and Required Actions for LCO 3.7.5, Auxiliary
Feedwater System, may be appropriate.

SURVEILLANCE SR 3.7.6.1
REQUIREMENTS

This SR verifies that the CST contains the required volume of cooling water.
The 12 hour Frequency is based on operating experience and the need for
operator awareness of unit evolutions that may affect the CST inventory
between checks. Also, the 12 hour Frequency is considered adequate in
view of other indications in the control room, including alarms, to alert the
operator to abnormal deviations in the CST level.

REFERENCES 1. UFSAR, Section 10.2.

2. IP2 Technical Requirements Manual (TRM).
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B 3.7.7 Component Cooling Water (CCW) System

BASES

BACKGROUND The CCW System provides a heat sink for the removal of process and
operating heat from safety related components during a Design Basis
Accident (DBA) or transient. During normal operation, the CCW System
also provides this function for various nonessential components, as well as
the spent fuel storage pool. The CCW System serves as a barrier to the
release of radioactive byproducts between potentially radioactive systems
and the Service Water System, and thus to the environment.

The CCW System consists of three pumps and two heat exchangers. The
CCW pumps are connected to a common discharge header that is arranged
so that any of the three pumps will supply either CCW heat exchanger and
the heat exchangers are connected to a common discharge header so that
both heat exchangers supply all CCW System heat loads. The CCW pumps
share a common suction header that is supported by a single surge tank.

Any one of the three CCW pumps in conjunction with any one of the two
CCW heat exchangers is sufficient to accommodate the normal and post
accident heat load (Refs. 1 and 3). Therefore, the CCW system is
considered to consist of two, 100% capacity trains. A CCWtrain consists of
any of the three CCW pumps in conjunction with a CCW heat exchanger.
One CCW heat exchanger must be OPERABLE for each OPERABLE train.
The third CCW pump may be used to replace the pump in either train. Each
of the three CCW pumps is powered from a separate safeguards power
train. Any service water system pump aligned to the nonessential header
can be used to support either or both CCW heat exchangers. An open
surge tank in the system ensures that sufficient net positive suction head is
available. CCW pumps continue to operate following a safety injection signal
without loss of offsite power (LOOP); however, CCW pumps must be
manually started as needed following a safety injection signal that includes a
LOOP. The CCW pumps are not re-started immediately during the injection
phase; therefore, the water volume of the CCW system must act as a heat
sink during the injection phase when the CCW pumps are not running. This
is acceptable even though high head safety injection pump bearings are
cooled by CCW because the cooling water is circulated by a booster pump
directly connected to the injection pump motor shaft (Ref. 2).

In the event of LOOP without a safety injection signal, the CCW pumps are
automatically loaded onto the emergency buses. Component cooling water
to the RCP thermal barrier heat exchanger is thus automatically restored to
provide RCP seal cooling (Ref. 1).
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The two auxiliary component cooling water pumps are not governed by this
LCO because analysis indicates this function is no longer required to protect
the recirculation pump motors from the containment atmosphere (Ref. 2).

Additional information on the design and operation of the system, along with
a list of the components served, is presented in the UFSAR, Section 9.3
(Ref. 1). The principal safety related function of the CCW System is the
removal of decay heat from the reactor via the Residual Heat Removal
(RHR) System during a normal or post accident cooldown and shutdown.

APPLICABLE
SAFETY
ANALYSES

The design basis of the CCW System is for one CCW train to remove the
post loss of coolant accident (LOCA) heat load from the containment sump
during the recirculation phase. Any one of the three CCW pumps in
conjunction with any one of the two CCW heat exchangers is sufficient to
accommodate the normal and post accident heat load. Analysis shows that
the RCS can be brought to MODE 5 within 72 hours using the auxiliary safe
shutdown components (1 RHR pump and heat exchanger, 1 component
cooling pump, and 1 service water pump supplying flow to non-essential
header). Conditions assumed were an initial core thermal power of
3071.4 MW and service water temperature of 950F (Refs. 1 and 3).

Because the component cooling pumps are not started immediately during
the injection phase if the event is accompanied by a loss of offsite power, the
water volume of the CCW system is used as a heat sink. This heat load
causes CCW temperature to rise until the CCW pumps are started. At least
one CCW pump must be in operation during the recirculation phase.

The minimum CCW requirement is sufficient to prevent the containment
sump fluid from increasing in temperature during the recirculation phase
following a LOCA, and provides a gradual reduction in the temperature of
this fluid as it is supplied to the Reactor Coolant System (RCS) by the ECCS
pumps.

The CCW System is designed to perform its function with a single failure of
any active component, assuming a loss of offsite power.
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The CCW System also functions to cool the unit from RHR entry conditions
(T < 3501F), to MODE 5 (T < 2000F), during normal and post accident
operations. The time required to cool from 3500F to 200OF is a function of
the number of CCW, SWS and RHR trains operating. One CCW train is
sufficient to remove decay heat during subsequent operations with
T < 2000F. This assumes a maximum service water temperature of 950F
occurring simultaneously with the maximum heat loads on the system.

The CCW System satisfies Criterion 3 of 10 CFR 50.36(c)(2)(ii).

LCO The CCW trains are independent of each other to the degree that each has
separate controls and power supplies and the operation of one does not
depend on the other. In the event of a DBA, one CCW train is required to
provide the minimum heat removal capability assumed in the safety analysis
for the systems to which it supplies cooling water. To ensure this
requirement is met, two trains of CCW must be OPERABLE. At least one
CCW train will operate assuming the worst case single active failure occurs
coincident with a loss of offsite power.

A CCW train consists of any of the three CCW pumps in conjunction with a
CCW heat exchanger. One CCW heat exchanger must be OPERABLE for
each OPERABLE train. A CCW train is considered OPERABLE when:

a. The pump and CCW system surge tank are OPERABLE and

b. The associated piping, valves, heat exchanger, and instrumentation
and controls required to perform the safety related function are
OPERABLE.

The isolation of CCW from components or systems may render those
components or systems inoperable but does not affect the OPERABILITY of
the CCW System.

The two auxiliary component cooling water pumps are not governed by this
LCO because analysis indicates this function is no longer required to protect
the recirculation pump motors from the containment atmosphere (Ref. 2).

APPLICABILITY In MODES 1, 2, 3, and 4, the CCW System is a normally operating system,
which must be prepared to perform its accident safety functions, primarily
RCS heat removal, which is achieved by cooling the RHR heat exchanger.
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In MODE 5 or 6, the OPERABILITY requirements of the CCW System are
determined by the systems it supports.

ACTIONS A.1

Required Action A.1 is modified by a Note indicating that the applicable
Conditions and Required Actions of LCO 3.4.6, "RCS Loops - MODE 4," be
entered if an inoperable CCWtrain results in an inoperable RHR loop. This
is an exception to LCO 3.0.6 and ensures the proper actions are taken for
these components.

If one CCW train is inoperable, action must be taken to restore OPERABLE
status within 72 hours. In this Condition, the remaining OPERABLE CCW
train is adequate to perform the heat removal function. The 72 hour
Completion Time is reasonable, based on the redundant capabilities
afforded by the OPERABLE train, and the low probability of a DBA occurring
during this period.

B.1 and B.2

If the CCW train cannot be restored to OPERABLE status within the
associated Completion Time, the unit must be placed in a MODE in which
the LCO does not apply. To achieve this status, the unit must be placed in
at least MODE 3 within 6 hours and in MODE 5 within 72 hours. The
allowed Completion Times are reasonable, based on operating experience,
to reach the required unit conditions from full power conditions in an orderly
manner and without challenging unit systems.

SURVEILLANCE SR 3.7.7.1
REQUIREMENTS

This SR is modified by a Note indicating that the isolation of the CCWflow to
individual components may render those components inoperable but does
not affect the OPERABILITY of the CCW System.

Verifying the correct alignment for manual, power operated, and automatic
valves in the CCW flow path provides assurance that the proper flow paths
exist for CCW operation. This SR does not apply to valves that are locked,
sealed, or otherwise secured in position because these valves are verified to
be in the correct position prior to locking, sealing, or securing. This SR also
does not apply to valves that cannot be inadvertently misaligned,
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such as check valves. This Surveillance does not require any testing or
valve manipulation; rather, it involves verification that those valves capable
of being mispositioned are in the correct position.

The 92 day Frequency is based on operating experience, is consistent with
the procedural controls governing valve operation, and ensures correct valve
positions.

SR 3.7.7.2

This SR verifies proper automatic operation of the CCWvalves on an actual
or simulated actuation signal. The CCW System is a normally operating
system that cannot be fully actuated as part of routine testing during normal
operation. This Surveillance is not required for valves that are locked,
sealed, or otherwise secured in the required position under administrative
controls. The 24 month Frequency is based on the need to perform this
Surveillance under the conditions that apply during a unit outage and the
potential for an unplanned transient if the Surveillance were performed with
the reactor at power. Operating experience has shown that these
components usually pass the Surveillance when performed at the 24 month
Frequency. Therefore, the Frequency is acceptable from a reliability
standpoint.

SR 3.7.7.3

This SR verifies proper automatic operation of the CCW pumps on an actual
or simulated actuation signal. The CCW System is a normally operating
system that cannot be fully actuated as part of routine testing during normal
operation. The 24 month Frequency is based on the need to perform this
Surveillance under the conditions that apply during a unit outage and the
potential for an unplanned transient if the Surveillance were performed with
the reactor at power. Operating experience has shown that these
components usually pass the Surveillance when performed at the 24 month
Frequency. Therefore, the Frequency is acceptable from a reliability
standpoint.
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REFERENCES 1. UFSAR, Sections 9.3 and 9.6.

2. UFSAR, Section 6.2.

3. WCAP-12312, "Safety Evaluation for An Ultimate Heat Sink
Temperature to 950F at Indian Point Unit 2," July 1989, and
approved supplements.
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B 3.7.8 Service Water System (SWS)

BASES

BACKGROUND The SWS provides a heat sink for the removal of process and operating heat
from safety related components during a Design Basis Accident (DBA) or
transient. During normal operation, and a normal shutdown, the SWS also
provides this function for various safety related and nonsafety related
components. The safety related function is covered by this LCO.

The SWS consists of two separate, 100% capacity, safety related, cooling
water headers. Each header is supplied by three pumps and includes the
pump strainers and the piping up to and including the isolation valves on
individual components cooled by the SWS.

SWS heat loads are designated as either essential or non-essential. The
essential SWS heat loads are those which must be supplied with cooling
water immediately in the event of a LOCA and/or loss of offsite power
(LOOP). Examples of essential loads are the diesel generators (DGs) and
containment fan cooler units (FCUs). The non-essential SWS heat loads are
those which are required following a postulated LOCA only after the switch
over to the recirculation phase. The most significant non-essential loads are
the component cooling water (CCW) heat exchangers.

The FCUs are connected in parallel to the essential SWS header. Normal
SW flow to the FCUs is controlled by TCV-1 103. Required ESFAS flow to all
five FCUs is initiated when either (or both) of the redundant FCU ESFAS
Service Water valves (TCV-1 104 and TCV-1 105) opens automatically in
response to an ESFAS actuation signal.

The DGs are connected in parallel to the essential SWS header. Normal
required ESFAS flow to all three DGs is initiated when either (or both) of the
redundant DG ESFAS Service Water valves (FCV-1176 and FCV-1 176A)
opens automatically in response to an ESFAS actuation which starts the
DGs.

Either of the two SWS headers can be aligned to supply the essential heat
loads or the non-essential SWS heat loads. Both the essential and
non-essential SWS headers are operated to support normal plant operation
and the plant response to accidents and transients. The SWS pumps
associated with the SWS header designated as the essential header will
start automatically. The SWS pumps associated with the SWS header
designated as the non-essential header must be manually started when
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required during recirculation phase following a LOCA.

The essential SWS heat loads can be cooled by any two of the three service
water pumps on the essential header. The non-essential SWS heat loads
can be cooled by any one of the three service water pumps on the
non-essential header. To ensure adequate flow to the essential header, the
essential and non-essential headers may be cross connected only as
necessary while swapping the essential SWS header with the non-essential
SWS header.

Service water pump suctions are located below the mean sea level in the
Hudson River, the ultimate heat sink. This configuration ensures adequate
submergence of the SWS pump suctions.

Additional information about the design and operation of the SWS, along
with a list of the components served, is presented in the UFSAR, Section 9.6
(Ref. 1). The principal safety related function of the SWS is supplying
cooling water to the DGs and the containment FCUs and the removal of
decay heat from the reactor via the CCW System.

APPLICABLE The design basis of the SWS is as follows:
SAFETY
ANALYSES a. Post accident essential SWS heat loads can be cooled by any two of

the three service water pumps on the designated essential header;
and,

b. Post accident non-essential SWS heat loads can be cooled by any
one of the three service water pumps on the designated
non-essential header.

With the minimum number of pumps operating, the essential and
non-essential headers of the SWS have the required capacity to remove
core decay heat following a design basis LOCA as discussed in
References 1 and 2.

Analysis shows that the RCS can be brought to MODE 5 within 72 hours
using the auxiliary safe shutdown components (1 RHR pump and heat
exchanger, 1 component cooling pump, and 1 service water pump supplying
flow to non-essential header). Conditions assumed were an initial core
thermal power of 3071.4 MW and service water temperature of 950F
(Ref. 1).
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The SWS flow prevents the containment sump fluid from increasing in
temperature during the recirculation phase following a LOCA and provides
for a gradual reduction in the temperature of this fluid as it is supplied to the
Reactor Coolant System by the ECCS pumps. The Service Water System
was designed to fulfill required safety functions while sustaining either:

(a) The single failure of any active component used during the injection
phase of a postulated LOCA with or without a loss of offsite power; or,

(b) The single failure of any active or passive component used during the
long-term recirculation phase with or without loss of offsite power.

The SWS satisfies Criterion 3 of 10 CFR 50.36(c)(2)(ii).

LCO Three of the three SWS pumps associated with the SWS header designated
as the essential header; and, two of the three SWS pumps associated with
the SWS header designated as the non-essential header must be
OPERABLE to provide the required redundancy to ensure that the system
functions to remove post accident heat loads, while sustaining: (a) the single
failure of any active component used during the injection phase of a
postulated LOCA with or without a LOOP, or (b) the single failure of any
active or passive component used during the long-term recirculation phase
with or without a LOOP.

An SWS header is considered OPERABLE during MODES 1, 2, 3, and 4
when:

a. The required number of pumps, consistent with the header's
designation as the essential or non-essential header, are OPERABLE;

b. The essential and non-essential headers are isolated from each other
by at least one closed valve except as specified by the NOTE to the
ACTIONS;

c. The associated piping, valves, and instrumentation and controls
required to perform the safety related function are OPERABLE.

The FCU ESFAS Service Water valves (TCV-1 104 and TCV-1 105) and the
DG ESFAS Service Water valves (FCV-1 176 and FCV-1 176A) are
OPERABLE when they open automatically in response to an ESFAS
actuation signal or are open.
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APPLICABILITY In MODES 1, 2, 3, and 4, the SWS is a normally operating system that is
required to support the OPERABILITY of the equipment serviced by the
SWS and required to be OPERABLE in these MODES.

In MODES 5 and 6, the OPERABILITY requirements of the SWS are
determined by the systems it supports.

ACTIONS The Actions are modified by a Note that specifies that LCO 3.0.3 is not
applicable for 8 hours while swapping the essential SWS header with the
non-essential SWS header but only if LCO 3.7.8 will be met after the
essential and non-essential header are swapped. This means that the
essential and non-essential SWS headers may be cross-connected for up to
8 hours during transfer of the designated essential SWS header to the
alternate SWS header. This is acceptable because the transfer is performed
infrequently (approximately every 90 days) and the low probability of an
event while the headers are cross connected.

A.1 and B.1

If one of the three required SWS pumps on the essential SWS header is
inoperable (Condition A), three OPERABLE pumps must be restored to the
essential SWS header within 72 hours. Likewise, if one of the two required
SWS pumps on non-essential SWS header is inoperable (Condition B), the
header must be restored so that there are two OPERABLE pumps for the
non-essential SWS header within 72 hours. With one required SWS pump
inoperable on either or both SWS headers, the remaining OPERABLE SWS
pumps are adequate to perform the heat removal function. However, the
overall reliability is reduced because a single failure in an OPERABLE SWS
pump could result in loss of SWS function. The 72 hour Completion Time is
based on the redundant capabilities afforded by the OPERABLE SWS
pumps in the same header and the low probability of a DBA occurring during
this time period.

C.1 and D.1

Required ESFAS flow to all three DGs is initiated when either of the
redundant SW to DG ESFAS valves (FCV-1 176 or FCV-1 176A) opens
automatically in response to an ESFAS actuation which starts the DGs.
Similarly, required ESFAS flow to all five FCUs is initiated when either of the
redundant SW to FCU ESFAS valves (TCV-1104 or TCV-1105) opens
automatically in response to an ESFAS actuation signal. The SW to FCU
ESFAS valves and SW to DG ESFAS valves are OPERABLE when they
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open automatically in response to an ESFAS actuation signal or are
maintained open (valves fail open on loss of power or loss of air).

If one of the redundant SW to DG ESFAS valves is inoperable, a single
failure of the redundant valve could result in the failure of all three DGs
shortly after the initiation of an event. If one of the redundant SW to FCU
ESFAS valves is inoperable, a single failure of the redundant valve could
result in the failure of all five FCUs. Therefore, a Completion Time of
12 hours is established to restore the required redundancy.

A 12 hour Completion Time is acceptable for the SWto DG valves because
SW to the DGs is still available and the low probability of an event with a
loss of offsite power during this period. A 12 hour Completion Time is
acceptable for the SW to FCU valves because SW to the FCUs is still
available, the availability of Containment Spray, and the low probability of an
event during this period.

If both SWto DG valves or both SWto FCU valves are inoperable, entry into
LCO 3.0.3 is required.

E.1 and E.2

If more than one required SWS pump in either the essential or the
non-essential header is inoperable, then the plant must be placed in a
MODE in which the LCO does not apply. Additionally, if the SWS train
cannot be restored to OPERABLE status within the associated Completion
Time, the unit must be placed in a MODE in which the LCO does not apply.

To achieve the required status, the unit must be placed in at least MODE 3
within 6 hours and in MODE 5 within 36 hours. The allowed Completion
Times are reasonable, based on operating experience, to reach the required
unit conditions from full power conditions in an orderly manner and without
challenging unit systems.

SURVEILLANCE SR 3.7.8.1
REQUIREMENTS

This SR is modified by a Note indicating that the isolation of the SWS
components or systems may render those components inoperable, but does
not affect the OPERABILITY of the SWS.
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Verifying the correct alignment for manual, power operated, and automatic
valves in the SWS flow path provides assurance that the proper flow paths
exist for SWS operation. This SR does not apply to valves that are locked,
sealed, or otherwise secured in position, since they are verified to be in the
correct position prior to being locked, sealed, or secured. This SR does not
require any testing or valve manipulation; rather, it involves verification that
those valves capable of being mispositioned are in the correct position. This
SR does not apply to valves that cannot be inadvertently misaligned, such
as check valves.

The 92 day Frequency is based on engineering judgment, is consistent with
the schedule for swapping the essential and non-essential headers and
ensures correct valve positions.

SR 3.7.8.2

This SR verifies proper automatic operation of the SWS valves on an actual
or simulated actuation signal. The SWS is a normally operating system that
cannot be fully actuated as part of normal testing. This Surveillance is not
required for valves that are locked, sealed, or otherwise secured in the
required position under administrative controls. The 24 month Frequency is
based on the need to perform this Surveillance under the conditions that
apply during a unit outage and the potential for an unplanned transient if the
Surveillance were performed with the reactor at power. Operating
experience has shown that these components usually pass the Surveillance
when performed at the 24 month Frequency. Therefore, the Frequency is
acceptable from a reliability standpoint.

SR 3.7.8.3

This SR verifies proper automatic operation of the SWS pumps on an actual
or simulated actuation signal. Only the SWS pumps associated with the
designated essential header are required to operate automatically.
However, both sets of SWS pumps are tested because the pumps
designated as essential and non-essential are periodically swapped during
the operating cycle. The SWS is a normally operating system that cannot be
fully actuated as part of normal testing during normal operation. The
24 month Frequency is based on the need to perform this Surveillance under
the conditions that apply during a unit outage and the potential for an
unplanned transient if the Surveillance were performed with the reactor at
power. Operating experience has shown that these components usually
pass the Surveillance when performed at the 24 month Frequency.
Therefore, the Frequency is acceptable from a reliability standpoint.
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REFERENCES 1. UFSAR, Section 9.6.

2. WCAP-12312, "Safety Evaluation for An Ultimate Heat Sink
Temperature to 950F at Indian Point Unit 2," July, 1989, and
approved supplements.
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B 3.7.9 Ultimate Heat Sink (UHS)

BASES

BACKGROUND The UHS provides a heat sink for processing and operating heat from safety
related components during a transient or accident, as well as during normal
operation. This is done by utilizing the Service Water System (SWS) and
the Component Cooling Water (CCW) System.

The ultimate heat sink for P2 is the Hudson River. The UHS and supporting
structures are sufficient to:

(a) Support simultaneous safe shutdown and cooldown of both operating
nuclear units at the Indian Point site and maintain them in a safe
condition, and

(b) In the event of an accident in one unit, support required response to
that accident and permit simultaneous safe shutdown and cooldown of
the remaining unit and maintain them in a safe shutdown condition.

The ultimate heat sink is capable of withstanding the effects of the most
severe natural phenomena associated with the Indian Point site. The two
principal functions of the UHS are the dissipation of residual heat after
reactor shutdown, and dissipation of residual heat after an accident.

APPLICABLE
SAFETY
ANALYSES

The UHS is the sink for heat removed from the reactor core following all
accidents and anticipated operational occurrences in which the unit is cooled
down and placed on residual heat removal (RHR) operation. Because P2
uses the UHS as the normal heat sink for condenser cooling via the
Circulating Water System, unit operation at full power is its maximum heat
load. Its maximum post accident heat load occurs shortly after a design
basis loss of coolant accident (LOCA). Near this time, the unit switches from
injection to recirculation and the containment cooling systems and
containment recirculation system are required to remove the core decay
heat.

The operating limits are based on conservative heat transfer analyses for the
worst case LOCA. Reference 1 provides the details of the assumptions
used in the analysis, which include worst expected meteorological
conditions, conservative uncertainties when calculating decay heat, and
worst case single active failure (e.g., single failure of a manmade structure).

INDIAN POINT 2 B 3.7.9 - 1 Revision 0



UHS
B 3.7.9

BASES
APPLICABLE SAFETY ANALYSES (continued)

The UHS satisfies Criterion 3 of 10 CFR 50.36(c)(2)(ii).

LCO The UHS is required to be OPERABLE and is considered OPERABLE if it
contains water at or below the maximum temperature that would allow the
SWS to operate for at least 30 days following the design basis LOCA without
the loss of net positive suction head (NPSH), and without exceeding the
maximum design temperature of the equipment served by the SWS. To
meet this condition, the UHS temperature should not exceed 950F.

APPLICABILITY In MODES 1, 2, 3, and 4, the UHS is required to support the OPERABILITY
of the equipment serviced by the UHS and required to be OPERABLE in
these MODES.

In MODE 5 or 6, the OPERABILITY requirements of the UHS are determined
by the systems it supports.

ACTIONS A.1 and A.2

If the UHS temperature exceeds 950F, or the UHS is inoperable for any
other reason, the unit must be placed in a MODE in which the LCO does not
apply. To achieve this status, the unit must be placed in at least MODE 3
within 7 hours and in MODE 5 within 36 hours.

The allowed Completion Times are reasonable, based on operating
experience, to reach the required unit conditions from full power conditions
in an orderly manner and without challenging unit systems. The Completion
Time of 36 hours to reach MODE 5 assumes that more than one component
cooling water pump and more than one nonessential service water pump are
available.

SURVEILLANCE SR 3.7.9.1
REQUIREMENTS

This SR requires routine monitoring of the UHS (service water inlet)
temperature. Requirements for UHS temperature monitoring
instrumentation are governed by the Technical Requirements Manual
(Ref. 2). The 24 hour Frequency is based on operating experience related
to trending of the parameter variations during the applicable MODES. This
SR verifies that the water temperature of the UHS is < 950F. Reference 2
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includes requirements for more frequent monitoring of UHS temperature
when UHS temperature is 2 901F.

REFERENCES 1. WCAP-12312, "Safety Evaluation for An Ultimate Heat Sink
Temperature to 951F at Indian Point Unit 2," July, 1989, including
approved supplements.

2. IP2 Technical Requirements Manual.
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B 3.7.10 Control Room Ventilation System (CRVS)

BASES

BACKGROUND The CRVS provides a protected environment from which operators can
control the unit following an uncontrolled release of radioactivity.

The Control Room Ventilation System consists of the following:

- A direct expansion air conditioning unit complete with a fan
(CCRF-21) and steam heating coil. The design capacity of the unit
is 9200 cfm. A backup fan (CCRCF-22) of the same design
capacity is installed in parallel with the air conditioning unit;

- A single 2000 cfm filter unit consisting of two high efficiency
particulate air (HEPA) filters;

- Two activated charcoal adsorbers for removal of gaseous activity
(principally iodines);

- Two 100% capacity (2000 cfm ±10%) filter booster fans
(CCRBF-21 and CCRBF-22);

- One locker room and toilet exhaust fan (K-8); and

- A single duct system that uses redundant dampers, controls and
associated accessories to provide for three different air flow
configurations.

The three CRVS air flow configurations are normal mode, incident 100%
recirculation mode, and outside filtered air pressurization mode.

Normal mode (mode 1) for the CRVS is used to provide cooling or heating
for the control room atmosphere. In this mode, control room air is
recirculated through the air conditioning unit at a rate of approximately
8280 cfm. Outside makeup air is provided to makeup for the approximately
920 cfm that is exhausted through the toilet exhaust fan. In the CRVS
normal mode, the HEPA/adsorber filter unit is bypassed.

Pressurization mode (mode 2) for the CRVS is used for protection against
airborne radiation. In this mode, the control room is pressurized with outside
air that is drawn through the HEPA/adsorber filter unit. Pressurization with
filtered air minimizes inleakage of unfiltered air into the control room. This
mode is established as follows:
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- A safety injection signal or a high radiation signal from the control
room monitor (RE-38-1 or RE-38-2) as required by LCO 3.3.7,
"Control Room Ventilation System (CRVS) Actuation
Instrumentation" will automatically place the CRVS in the
pressurization mode (mode 2). In the pressurization mode, either
of the two filter booster fans (CCRBF-21 or CCRBF-22) will
maintain the control room at a slight positive pressure relative to
adjacent areas.

- Toilet area exhaust fan (K-8) is tripped and the associated exhaust
flow path is isolated by series redundant dampers (CCRD4 and
CCRD5). This action completes the control room envelope to
permit pressurization.

- Dampers (CCRA1 and CCRA2) in the flowpath that allows outside
air to bypass the HEPA/adsorber filter unit close. These dampers
are in series to provide required redundancy.

- Filter booster fan (CCRBF-21) starts and the associated isolation
damper (F-1) opens and draws outside air through the
HEPA/adsorber filter unit at a rate sufficient to pressurize the
control room. The filter booster fan supplies the filtered air to the
suction of the air conditioning unit fan (CCRF-21) where the filtered
air is mixed with air being recirculated from the control room. If the
filter booster fan (CCRBF-21) fails to start or trips, a flow switch will
detect the failure and start the redundant filter booster fan
(CCRBF-22) after a predetermined time delay.

- Air conditioning unit fan (CCRF-21) recirculates the mixture of
filtered outside air and control room air. If the air conditioning unit
fan (CCRF-21) fails to start or trips, a flow switch will detect the
failure and a redundant fan (CCRCF-22) will start. The redundant
fan will continue to recirculate control room air but will bypass the
air conditioning unit.

Incident 100% recirculation mode (mode 3) for the CRVS is used for
protection from smoke. In this mode, the CRVS is aligned for 100%
recirculation of control room air through the air conditioning unit with no
outside air makeup.

The original CRVS design was not required to meet single failure criteria but
has been upgraded so that the active mechanical components needed for
pressurization mode (mode 2) are redundant. To meet this requirement, the
CRVS is divided into two trains as follows:
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- CRVS Train A is powered from safeguards power train 2A/3A
(MCC-26C) and is supported by DG-22. CRVS Train A includes:
Filter booster fan (CCRBF-21) associated isolation damper
(CCRF-1); HEPA/adsorber filter unit bypass damper (CCRA1);
Toilet area exhaust fan (K-8) isolation damper (CCRD4); and, air
conditioning unit fan (CCRF-21).

- CRVS Train B is powered from safeguards power train 6A
(MCC-26B) and is supported by DG-23. CRVS Train B includes:
filter booster fan (CCRF-22) and associated isolation damper
(CCRG-1); HEPA/adsorber filter unit bypass damper (CCRA2);
toilet area exhaust fan (K-8) isolation damper (CCRD5); and, air
conditioning unit bypass fan (CCRCF-22).

The HEPA/adsorber filter unit is considered a passive component and is
common to both units.

APPLICABLE At Indian Point 2, radiological consequence analyses have been revised to
SAFETY demonstrate compliance with 10 CFR 50.67, Accident Source Term
ANALYSES (References 2, 3 and 4). 10 CFR 50.67 requires that accident analyses

show adequate radiation protection is provided to permit access to and
occupancy of the control room under accident conditions without personnel
receiving radiation exposures in excess of 5 rem total effective dose
equivalent for the duration of the accident.

The re-analysis of the large-break LOCA, Steam Line Break and Steam
Generator Tube Rupture accidents performed to demonstrate compliance
with 10 CFR 50.67 modeled the control room air filtration system in the
pressurization mode of operation (mode 2). The analysis assumed
1800 cfm of outside air is drawn through HEPA and charcoal filters via
booster fans and discharged into the control room envelope. The design of
the control room ventilation system in the pressurization mode (mode 2) is to
bring in approximately 2000 cfm of outside air and direct it through the
HEPA/charcoal filters into the control room. The analysis also assumes
700 cfm of unfiltered leakage into the control room. The dose to personnel
is affected more by the inleakage of unfiltered air than by the intake of
filtered air, and the calculated dose to an operator in the control room is
more than 20 percent below the acceptance criteria in 10 CFR 50.67.

In MODES 5 and 6 without fuel handling in progress, CRVS need not be
OPERABLE because the potential for radioactive releases is minimized and
operator action is sufficient to ensure post accident control room doses are
maintained within the limits of Reference 3.
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In MODE 6 with fuel handling in progress or with fuel handling in the fuel
storage building, CRVS need not be OPERABLE because water level and
decay time are the primary success path for mitigating a fuel handling
accident after 100 hours of decay time have elapsed (fuel involved in the
accident has occupied part of a critical reactor core within the previous
100 hours). This is consistent with the analyses of the radiological
consequence for the fuel handling accident that were revised to demonstrate
compliance with 10 CFR 50.67, Accident Source Term (Ref. 3). However,
Reference 3 did not address fuel handling accidents when less than
100 hours of decay time have elapsed. Therefore, CRVS is required to be
OPERABLE during movement of fuel that has occupied part of a critical
reactor core within the previous 100 hours.

The CRVS components are arranged in redundant, safety related ventilation
trains. The worst case single active failure of a component of the CRVS,
assuming a loss of offsite power, does not impair the ability of the system to
perform its design function.

The CRVS satisfies Criterion 3 of 10 CFR 50.36(c)(2)(ii).

LCO Two redundant CRVS trains are required to be OPERABLE to ensure that at
least one is available assuming a single failure disables the other
train. Total system failure could result in exceeding a dose of 5 rem to the
control room operator in the event of a large radioactive release.

A CRVS is considered OPERABLE when the individual components
necessary to limit operator exposure are OPERABLE. A CRVS train is
OPERABLE when the associated:

a. Fans are OPERABLE,

b. HEPA filters and charcoal adsorbers are not excessively restricting
flow, and are capable of performing their filtration functions, and

c. Ductwork, valves, and dampers are OPERABLE, and air circulation
can be maintained.

In addition, the control room boundary must be maintained, including the
integrity of the walls, floors, ceilings, ductwork, and access doors.
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This LCO governs only those portions of the CRVS needed to ensure that
the design basis single active failure criterion is met for automatic protection
against airborne radiation using the filtered pressurization mode of operation
(mode 2).

The LCO is modified by a Note allowing the control room boundary to be
opened intermittently under administrative controls. For entry and exit
through doors, the administrative control of the opening is performed by the
person(s) entering or exiting the area. For other openings, these controls
consist of stationing a dedicated individual at the opening who is in
continuous communication with the control room. This individual will have a
method to rapidly close the opening when a need for control room isolation
is indicated.

Technical Requirements Manual (TRM) 3.9.A, "Decay Time," (Ref. 5)
prevents any movement of recently irradiated fuel by prohibiting movement
of any fuel in the reactor until 100 hours after reactor shutdown.

APPLICABILITY In MODES 1, 2, 3 and 4, CRVS must be OPERABLE to control operator
exposure during and following a DBA.

During movement of recently irradiated fuel assemblies, the CRVS must be
OPERABLE to cope with the release from a fuel handling accident involving
recently irradiated fuel. The CRVS is only required to be OPERABLE during
fuel handling involving handling recently irradiated fuel (i.e., fuel that has
occupied part of a critical reactor core within the previous 100 hours), due to
radioactive decay.

ACTIONS A.1

When one CRVS train is inoperable, action must be taken to restore
OPERABLE status within 7 days. In this Condition, the remaining
OPERABLE CRVS train is adequate to perform the control room protection
function. However, the overall reliability is reduced because a single failure
in the OPERABLE CRVS train could result in loss of CRVS function. The
7 day Completion Time is based on the low probability of a DBA occurring
during this time period, and ability of the remaining train to provide the
required capability.
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B.1

When neither CRVS train is OPERABLE (which includes an inoperable
control room boundary), action must be taken to restore at least one train to
OPERABLE status within 72 hours. The 72 hour Completion Time is
acceptable because of the low probability of a DBA occurring during this
time period.

C.1 and C.2

If the inoperable CRVS train or control room boundary cannot be restored to
OPERABLE status within the required Completion Time, the unit must be
placed in a MODE that minimizes accident risk. To achieve this status, the
unit must be placed in at least MODE 3 within 6 hours, and in MODE 5
within 36 hours. The allowed Completion Times are reasonable, based on
operating experience, to reach the required unit conditions from full power
conditions in an orderly manner and without challenging unit systems.

D.1 and D.2

Reference 3 did not address exposure to control room operators resulting
from fuel handling accidents when less than 100 hours of decay time have
elapsed if the control room ventilation safety function is not met. Therefore,
when only one CRVS train is OPERABLE during movement of recently
irradiated fuel, action must be taken to immediately place the OPERABLE
CRVS train in the pressurization mode. This action ensures that the
remaining train is OPERABLE, that no failures preventing automatic
actuation will occur, and that any active failure would be readily detected.
An alternative to Required Action D.1 is to immediately suspend activities
that could result in a release of radioactivity that might require isolation of the
control room. This places the unit in a condition that minimizes risk. This
does not preclude the movement of fuel to a safe position.

E.1

Reference 3 did not address exposure to control room operators resulting
from fuel handling accidents when less than 100 hours of decay time have
elapsed if the control room ventilation safety function is not met. Therefore,
when neither CRVS train is OPERABLE during movement of recently
irradiated fuel, action must be taken immediately to suspend activities that
could result in a release of radioactivity that might enter the control room.
This places the unit in a condition that minimizes accident risk. This does
not preclude the movement of fuel to a safe position.
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SURVEILLANCE SR 3.7.10.1
REQUIREMENTS

Standby systems should be checked periodically to ensure that they function
properly. As the environment and normal operating conditions on this
system are not too severe, testing each train once every month provides an
adequate check of this system. Systems need only be operated for
> 15 minutes to demonstrate the function of the system. The SR is initiated
from the control room. The SR requires air flow through the HEPA filters
and charcoal adsorbers. The 31 day Frequency is based on the reliability of
the equipment and the two train redundancy availability.

SR 3.7.10.2

This SR verifies that the required CRVS testing is performed in accordance
with the Ventilation Filter Testing Program (VFTP). The VFTP includes
testing the performance of the HEPA filter, charcoal adsorber efficiency,
minimum flow rate, and the physical properties of the activated
charcoal. Specific test Frequencies and additional information are discussed
in detail in the VFTP.

SR 3.7.10.3

This SR verifies that each CRVS train starts and operates on an actual or
simulated actuation signal. The Frequency of 24 months is based on
operating experience which has demonstrated this Frequency provides a
high degree of assurance that the booster fans will operate and dampers
actuate to the correct position when required.

SR 3.7.10.4

This SR verifies the integrity of the control room enclosure, and the assumed
inleakage rates of the potentially contaminated air. The control room
positive pressure, with respect to potentially contaminated adjacent areas, is
periodically tested to verify proper functioning of the CRVS. During the
pressurization mode of operation, the CRVS is designed to pressurize the
control room positive pressure with respect to adjacent areas in order to
prevent unfiltered inleakage. The CRVS is designed to maintain this positive
pressure with one train at a makeup flow rate of 2 1800 cfm and • 2200 cfm.
The Frequency of 24 months on a STAGGERED TEST BASIS is consistent
with the guidance provided in NUREG-0800 (Ref. 4).
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BASES

REFERENCES 1. UFSAR, Section 9.9.

2. UFSAR, Chapter 14.

3. Safety Evaluation by the Office of Nuclear Reactor Regulation
Related to Amendment No. 211 to Facility Operating License No.
DPR-26, July 27, 2000.

4. NUREG-0800, Section 6.4, Rev. 2, July 1981.

5. IP2 Technical Requirements Manual.
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Spent Fuel Pit Water Level
B 3.7.11

B 3.7 PLANT SYSTEMS

B 3.7.11 Spent Fuel Pit Water Level

BASES

BACKGROUND The minimum water level in the spent fuel pit meets the assumptions of
iodine decontamination factors following a fuel handling accident. The
specified water level shields and minimizes the general area dose when the
storage racks are filled to their maximum capacity. The water also provides
shielding during the movement of spent fuel.

A general description of the spent fuel pit including the cooling and cleanup
system is given in the UFSAR, Section 9.3 (Ref. 1). The assumptions of the
fuel handling accident are given in References 2 and 3.

APPLICABLE
SAFETY
ANALYSES

The minimum water level in the spent fuel pit meets the assumptions of the
fuel handling accident evaluated in Reference 3 when the radiological
consequence analyses for Indian Point 2 were revised to demonstrate
compliance with 10 CFR 50.67, Accident Source Term (Ref. 4). The
radiological consequence analysis for a fuel handling accident in the fuel
storage building assumes that a fuel assembly is dropped and damaged
during refueling.

Activity released from the damaged assembly is released to the outside
atmosphere through the fuel-handling building ventilation system to the plant
vent. No credit is taken for removal of iodine by filters, nor is credit taken for
isolation of release paths. The activity released from the damaged assembly
is assumed to be released to the environment over a 2-hour period. These
assumptions are consistent with the guidance provided in NRC Draft Guide
(DG)-1081. The fuel assembly fission product inventory is based on the
assumption that the subject fuel assembly has been operated at 1.7 times
core average power (and thus has 1.7 times the average fuel assembly
fission product inventory). The decay time used in the analysis is 100 hours.
In accordance with this LCO, it is assumed that there is a minimum of
23 feet of water above the spent fuel racks. With this water depth, the
decontamination factor (DF) of 500 specified by DG-1081 for elemental
iodine would apply. The decontamination factor was reduced to 400 for
conservatism because the fuel rod pressure may exceed the NRC DG-1 081
assumption of 1200 psig (but would be less than 1500 psig). The
decontamination factor for organic iodine and noble gases was 1.0.
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B 3.7.11

BASES
APPLICABLE SAFETY ANALYSES (continued)

According to Reference 3, there is 23 ft of water between the top of the
damaged fuel bundle and the fuel pool surface during a fuel handling
accident. With 23 ft of water, the assumptions of Reference 3 can be used
directly. In practice, this LCO preserves this assumption for the bulk of the
fuel in the storage racks. In the case of a single bundle dropped and lying
horizontally on top of the spent fuel racks, however, there may be < 23 ft of
water above the top of the fuel bundle and the surface, indicated by the
width of the bundle. To offset this small nonconservatism, the analysis
assumes that all fuel rods fail, although analysis shows that only the first few
rows fail from a hypothetical maximum drop.

At Indian Point 2, the radiological consequence analyses for the fuel
handling accident demonstrate compliance with 10 CFR 50.67, Accident
Source Term (Ref. 4).

The spent fuel pit water level satisfies Criteria 2 and 3 of
10 CFR 50.36(c)(2)(ii).

LCO The spent fuel pit water level is required to be 2 23 ft over the top of
irradiated fuel assemblies seated in the storage racks. The specified water
level preserves the assumptions of the fuel handling accident analysis
(Ref. 2 and Ref. 3). As such, it is the minimum required for fuel storage and
movement within the spent fuel pit.

The spent fuel pit minimum required level of 23 feet corresponds to an
elevation of 92 feet, 2 inches.

APPLICABILITY This LCO applies during movement of irradiated fuel assemblies in the spent
fuel pit, because the potential for a release of fission products exists.

ACTIONS A.1

Required Action A.1 is modified by a Note indicating that LCO 3.0.3 does not
apply.

When the initial conditions for prevention of an accident cannot be met,
steps should be taken to preclude the accident from occurring. When the
spent fuel pit water level is lower than the required level, the movement of
irradiated fuel assemblies in the spent fuel pit is immediately suspended to
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Spent Fuel Pit Water Level
B 3.7.11

BASES
ACTIONS (continued)

a safe position. This action effectively precludes the occurrence of a fuel
handling accident. This does not preclude movement of a fuel assembly to a
safe position.

If moving irradiated fuel assemblies while in MODE 5 or 6, LCO 3.0.3 would
not specify any action. If moving irradiated fuel assemblies while in
MODES 1, 2, 3, and 4, the fuel movement is independent of reactor
operations. Therefore, inability to suspend movement of irradiated fuel
assemblies is not sufficient reason to require a reactor shutdown.

SURVEILLANCE
REQUIREMENTS

SR 3.7.11.1

This SR verifies sufficient spent fuel pit water is available in the event of a
fuel handling accident. The water level in the spent fuel pit must be checked
periodically. The 7 day Frequency is appropriate because the volume in the
spent fuel pit is normally stable. Water level changes are controlled by plant
procedures and are acceptable based on operating experience.

During refueling operations, the level in the spent fuel pit is in equilibrium
with the refueling canal, and the level in the refueling cavity is checked daily
in accordance with SR 3.9.6.1.

REFERENCES 1. UFSAR, Section 9.3.

2. UFSAR, Section 14.2.

3. Safety Evaluation by the Office of Nuclear Reactor Regulation
Related to Amendment No. 211 to Facility Operating License No.
DPR-26, July 27, 2000.

4. 10 CFR 50.67.

INDIAN POINT 2 B 3.7.11 - 3 Revision 0



Spent Fuel Pit Boron Concentration
B 3.7.12

B 3.7 PLANT SYSTEMS

B 3.7.12 Spent Fuel Pit Boron Concentration

BASES

BACKGROUND The Spent Fuel Pit (SFP) is used to store spent fuel removed from the
reactor and new fuel ready for insertion into the reactor. The SFP has been
evaluated to meet the requirements of option (b) of 10 CFR 50.68, "Criticality
Accident Requirements" (Ref.1). P2 compliance with 10 CFR 50.68(b)(4)
was confirmed by an analysis documented in Northeast Technology
Corporation report NET-173-01, "Criticality Analysis for Soluble Boron and
Burnup Credit in the Con Edison Indian Point Unit No. 2 Spent Fuel Storage
Racks" (Ref. 2). This analysis demonstrated that 10 CFR 50.68(b)(4) will be
met during normal SFP operation and all credible accident scenarios
(including the affects of boraflex degradation) if the following requirements
are met:

a) Spent Fuel Pit boron concentration is maintained within the limits of
LCO 3.7.12, "Spent Fuel Pit Boron Concentration," whenever fuel is
stored in the SFP; and,

b) Fuel assembly storage location within the Spent Fuel Pit is restricted
in accordance with LCO 3.7.13, Spent Fuel Pit Storage," based on
the fuel assembly's initial enrichment, bumup, decay of Plutonium-
241 (i.e., cooling time), and number of Integral Fuel Burnable
Absorbers (IFBA) rods.

A detailed description of how this combination of minimum boron
concentration and restrictions on fuel assembly storage location is presented
in the Bases for LCO 3.7.13.

APPLICABLE
SAFETY
ANALYSES

NET-173-01, Criticality Analysis for Soluble Boron and Burnup Credit in the
Con Edison Indian Point Unit No. 2 Spent Fuel Storage Racks" (Ref. 2)
evaluated non-accident conditions in the SFP including the affects of the
projected boraflex degradation through the year 2006. Reference 2
determined that if storage location requirements in this LCO are met then the
SFP will have a keff of < 0.95 if filled with a soluble boron concentration of
> 786 ppm and will have a keff of < 1.0 if filled with unborated water.
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BASES
APPLICABLE SAFETY ANALYSES (continued)

Reference 2 also evaluated credible abnormal occurrences in accordance
with ANSI/ANS-57.2-1983. This evaluation considered the effects of the
following: a) a dropped fuel assembly or an assembly placed alongside a
rack; b) a misloaded fuel assembly; and, c) abnormal heat loads.
Reference 2 determined that the SFP will maintain a keff of • 0.95 under the
worst-case accident scenario if the SFP is filled with a soluble boron
concentration of 2 1495 ppm.

NET-173-02, "Indian Point Unit 2 Spent Fuel Pool (SFP) Boron Dilution
Analysis' (Ref. 3) evaluated postulated unplanned SFP boron dilution
scenarios assuming an initial SFP boron concentration within the limits of
LCO 3.7.12. The evaluation considered various scenarios by which the SFP
boron concentration may be diluted and the time available before the
minimum boron concentration necessary to ensure subcriticality for the
non-accident condition (i.e. it is not assumed an assembly is misloaded
concurrent with the Spent Fuel Pit dilution event). Reference 3 determined
that an unplanned or inadvertent event that could dilute the SFP boron
concentration from 2000 ppm to 786 ppm is not a credible event because of
the low frequency of postulated initiating events and because the event
would be readily detected and mitigated by plant personnel through alarms,
flooding, and operator rounds through the SFP area.

References 2 and 3 are based on conservative projections of amount of
Boraflex absorber panel degradation assumed in each sub-region. These
projections are valid through the end of the year 2006. These compensatory
measures for boraflex degradation in the SFP were evaluated by the NRC in
Reference 4.

The concentration of dissolved boron in the spent fuel pit satisfies Criterion 2
of 10 CFR 50.36 (c)(2)(ii).

LCO The Spent Fuel Pit boron concentration is required to be 2 2000 ppm. The
specified concentration of dissolved boron in the Spent Fuel Pit preserves
the assumptions used in the analyses of the potential critical accident
scenarios as described in Reference 2. This concentration of dissolved
boron is the minimum required concentration for fuel assembly storage and
movement within the Spent Fuel Pit.

APPLICABILITY This LCO applies whenever fuel assemblies are stored in the Spent Fuel Pit.
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B 3.7.12

BASES

ACTIONS A.1 and A.2

The Required Actions are modified by a Note indicating that LCO 3.0.3 does
not apply.

When the concentration of boron in the Spent Fuel Pit is less than required,
immediate action must be taken to preclude the occurrence of an accident or
to mitigate the consequences of an accident in progress. This is most
efficiently achieved by immediately suspending the movement of fuel
assemblies. The concentration of boron is restored simultaneously with
suspending movement of fuel assemblies.

If the LCO is not met while moving irradiated fuel assemblies in MODE 5
or 6, LCO 3.0.3 would not be applicable. If moving irradiated fuel
assemblies while in MODE 1, 2, 3, or 4, the fuel movement is independent of
reactor operation. Therefore, inability to suspend movement of fuel
assemblies is not sufficient reason to require a reactor shutdown.

SURVEILLANCE SR 3.7.12.1
REQUIREMENTS

This SR verifies that the concentration of boron in the Spent Fuel Pit is within
the required limit. As long as this SR is met, the analyzed accidents are fully
addressed. The 7 day Frequency is appropriate because no major
replenishment of Spent Fuel Pit water is expected to take place over such a
short period of time.

REFERENCES 1. 10 CFR 50.68, "Criticality Accident Requirements."

2. Northeast Technology Corporation report NET-173-01, "Criticality
Analysis for Soluble Boron and Burnup Credit in the Con Edison
Indian Point Unit No. 2 Spent Fuel Storage Racks."

3. Northeast Technology Corporation report NET-173-02, "Indian Point
Unit 2 Spent Fuel Pool (SFP) Boron Dilution Analysis."

4. Safety Evaluation by the Office of Nuclear Reactor Regulation
Related to Amendment No. 227 to Facility Operating License No.
DPR-26, May 29, 2002.
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B 3.7 Plant Systems

B 3.7.13 Spent Fuel Pit Storage

BASES

BACKGROUND The Spent Fuel Pit (SFP) is used to store spent fuel removed from the
reactor and new fuel ready for insertion into the reactor. Spent fuel racks
(SFRs) are erected on the SFP floor to hold the fuel assemblies. The SFRs
have been evaluated to meet the requirements of option (b) of
10 CFR 50.68, Criticality Accident Requirements" (Ref. 1) when: a) Spent
Fuel Pit boron concentration is maintained within the limits of LCO 3.7.12,
"Spent Fuel Pit Boron Concentration," and, b) fuel assembly storage location
within the Spent Fuel Pit is restricted in accordance with LCO 3.7.13, "Spent
Fuel Pit Storage," based on the fuel assembly's initial enrichment, burnup,
decay of Plutonium-241 (i.e., cooling time), and number of Integral Fuel
Burnable Absorbers (IFBA) rods.

In 1990, Spent Fuel Pit storage capacity was increased from 980 fuel
assemblies to 1376 fuel assemblies by the installation of high-density racks
that reduced the distance between adjacent fuel assemblies. This was
possible because the k-effective of the SFP was maintained within the limits
of 10 CFR 50.68(b) (Ref. 1) by the following: 1) the use of boraflex absorber
panels (i.e., neutron absorbers) between SFR cells; and, 2) restrictions on
fuel assembly storage location within the SFP based on initial enrichment
and burnup. The original design of the high density racks met the
requirements of 10 CFR 50.68(b) without crediting soluble boron.

The use of high-density SFRs that depend on boraflex absorber panels
between cells requires that P2 adhere to a long-term inspection program to
monitor the performance of the boraflex panels. Requirements for the
boraflex inspection program are specified in P2 Amendment 150 (Ref. 2)
and Generic Letter 96-04, Boraflex Degradation in Spent Fuel Pool Storage
Racks" (Ref. 3).

During an inspection of the SFRs in 2000, it was determined that the
assumptions regarding the boraflex panels used in the criticality analysis for
the SFP were no longer valid because of thinning and gaps in the boraflex
panels. This degradation of the boraflex panels between SFR cells required
that P2 adopt the "use of soluble boron" option in 10 CFR 50.68(b)(4) which
specifies that:
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BASES
BACKGROUND (continued)

"... If credit is taken for soluble boron, the k-effective of the spent
fuel storage racks loaded with fuel of the maximum fuel assembly
reactivity must not exceed 0.95, at a 95 percent probability,
95 percent confidence level, if flooded with borated water, and the
k-effective must remain below 1.0 (subcritical), at a 95 percent
probability, 95 percent confidence level, if flooded with unborated
water."

Based on the results of an inspection and analysis that conservatively
projected the condition of the boraflex panels through the end of 2006, P2
compliance with 10 CFR 50.68(b)(4) was confirmed by an analysis
documented in Northeast Technology Corporation report NET-173-01,
"Criticality Analysis for Soluble Boron and Burnup Credit in the Con Edison
Indian Point Unit No. 2 Spent Fuel Storage Racks" (Ref. 4). This analysis
demonstrated that 10 CFR 50.68(b)(4) will be met for all normal and credible
accident scenarios if the following requirements are met:

a) Spent Fuel Pit boron concentration is maintained within the limits of
LCO 3.7.12, Spent Fuel Pit Boron Concentration," whenever fuel is
stored in the SFP; and,

b) Fuel assembly storage location within the Spent Fuel Pit is restricted
in accordance with LCO 3.7.13, Spent Fuel Pit Storage," based on
the fuel assembly's initial enrichment, burnup, decay of Plutonium-
241 (i.e., cooling time), and number of Integral Fuel Burnable
Absorbers (IFBA) rods.

Fuel assembly storage location within the Spent Fuel Pit is an essential
element for the validity of the analysis because the storage racks in the
areas designated Region 1 have a different design than the storage racks in
the areas designated Region 2. These design differences have a significant
impact on criticality calculations. Additionally, each of the two regions is
sub-divided into two parts based on the extent of the boraflex degradation.
Therefore, the SFP is divided into four distinct regions based on rack design
and boraflex degradation. Figure 3.7.13-5 identifies the four regions as
Region 1-1, Region 1-2, Region 2-1 and Region 2-2. Additionally, selected
cells located on the perimeter of Region 2-2 have higher neutron leakage
rates than other cells in the Region and are designated as "peripheral" cells.

Each SFP region and sub-region is shown in Figure 3.7.13-5 and is
described below beginning with the region that can be used to store only the
least reactive fuel and ending with the region that must be used to store the
most reactive fuel.
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BASES
BACKGROUND (continued)

Region 2, consisting of nine racks that use the egg-crate design, can store
1105 fuel assemblies and two failed fuel canisters. Region 2 racks consist
of boxes welded into a "checkerboard" array with a storage location in each
square. One Boraflex absorber panel is held to one side of each cell wall by
picture frame sheathing. Region 2 racks were originally designed to store
fuel assemblies that have undergone significant burnup (e.g., • 5.0 weight
percent (w/o) U235 with a burnup of at least 40,900 megawatt days per metric
ton (MWDIMT)) or fuel assemblies with a relatively low initial enrichment and
low burnup (i.e., < 1.764 w/o U235 at zero burnup).

Region 2 is subdivided into two regions (Region 2-1 and Region 2-2):

Region 2-1 is assumed to have sustained a 100% loss of Boraflex
(i.e., none of the boraflex in the panels is assumed to be available).
Figure 3.7.13-1 shows the fuel assembly criteria that will meet the
requirements of 10 CFR 50.68(b)(4) if stored in Region 2-1. As
shown on Figure 3.7.13-1, the maximum initial enrichment that can
be stored in Region 2-1 with no burnup is 1.06 W/o U235.
Figure3.7.13-1 shows an allowance permitting storage of fuel
assemblies with higher initial enrichments based on the reactivity
reduction due to the cumulative burnup of the fuel assembly in the
core and the decay of Pu241 (expressed as cooling time) after a fuel
assembly is discharged.

Region 2-2 is assumed to have sustained only a 30% loss of
Boraflex (i.e., 70% of the boraflex in the panels is assumed to be
available). Figure 3.7.13-2 shows the fuel assembly criteria that will
meet the requirements of 10 CFR 50.68(b)(4) if stored in Region 2-2.
As shown on Figure 3.7.13-2, the maximum initial enrichment that
can be stored in Region 2-2 with no burnup is 1.80 W/o U235.
Additionally, Figure 3.7.13-2 shows an allowance permitting storage
of fuel assemblies with higher initial enrichments based on the
reactivity reduction due to the cumulative burnup of the fuel
assembly in the core and the decay (expressed as cooling time) of
Pu241 after a fuel assembly is discharged.

Region 1, consisting of three racks that use the flux trap design, can store
269 new or irradiated fuel assemblies. The flux trap design used in Region 1
uses spacer plates in the axial direction to separate the cells. Boraflex
absorber panels are held in place adjacent to each side of the cell by
picture-frame sheathing. The spacer plates between cells form a flux trap
between the boraflex absorber panels. Region 1 racks were originally
designed to store new fuel with enrichments up to 5.0 W/o U235.
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BACKGROUND (continued)

Region 1 is subdivided into two regions (Region 1-1 and Region 1-2):

Region 1-1 is assumed to have sustained a 100% loss of Boraflex
(i.e., none of the boraflex in the panels is assumed to be available).
Figure 3.7.13-3 shows the fuel assembly criteria that will meet the
requirements of 10 CFR 50.68(b)(4) if stored in Region 1-1. As
shown on Figure 3.7.13-3, the maximum initial enrichment that can
be stored in Region 1-1 with no burnup is 1.95 W/o U2 3 5 . Additionally,
Figure 3.7.13-3 shows an allowance permitting storage of fuel
assemblies with higher initial enrichments based on the reactivity
reduction due to the cumulative burnup of the fuel assembly in the
core. Figure 3.7.13-3 does not provide any allowance from the
minimum required fuel assembly burnup based on the decay of
Pu 2 4 1 .

(Fuel assemblies that do not meet the criteria in Figure 3.7.13-3 may
be stored in Region 1-1 if the following two conditions are met: a) the
fuel assemblies are stored in a checkerboard loading configuration
(1 out of every two cells with every other cell vacant); and, b) fuel
assemblies meet the criteria of Figure 3.7.134.)

Region 1-2 is assumed to have sustained a 50% loss of Boraflex
(i.e., 50% of the boraflex in the panels is assumed to be available).
Region 1-2 can accommodate unirradiated fuel up to 5.0 W/o U235
assuming the presence of a minimum number of IFBA rods as
specified in Figure 3.7.13-4. As shown on Figure 3.7.134, the
maximum initial enrichment that can be stored in Region 1-2 when
there are no IFBA rods is 4.50 W/o U235. Figure 3.7.134 does not
provide any allowance from the minimum required IFBA rods based
on the decay of Pu241.

"Peripheral" Cells, consisting of six select cells along the SFP west wall in
Region 2-2, are shown in Figure 3.7.13-5. These six peripheral" cells may
be used to store fuel that meets the requirements for storage in any other
location in the SFP. Cells between and adjacent to the "peripheral" cells may
be filled with fuel assemblies that meet the requirements of Figure 3.7.13-2
(i.e., meet the requirements for storage in Region 2-2). The two prematurely
discharged fuel assemblies meet the requirements of Figure 3.7.13-4 and
qualify for storage in the peripheral" cells.
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APPLICABLE As required by 10 CFR 50.68, "Criticality Accident Requirements" (Ref. 1), if
SAFETY the Spent Fuel Pit takes credit for soluble boron, then the k-effective of the
ANALYSES spent fuel storage racks loaded with fuel of the maximum fuel assembly

reactivity must not exceed 0.95, at a 95 percent probability, 95 percent
confidence level, if flooded with borated water, and the k-effective must
remain below 1.0 (subcritical), at a 95 percent probability, 95 percent
confidence level, if flooded with unborated water."

NET-1 73-01, Criticality Analysis for Soluble Boron and Burnup Credit in the
Con Edison Indian Point Unit No. 2 Spent Fuel Storage Racks" (Ref. 4) and
NET-173-02, Indian Point Unit 2 Spent Fuel Pool (SFP) Boron Dilution
Analysis," (Ref. 5) determined that 10 CFR 50.68(b)(4) will be met during
normal SFP operation and all credible accident scenarios (including the
affects of boraflex degradation) if: a) Spent Fuel Pit boron concentration is
maintained within the limits of LCO 3.7.12, "Spent Fuel Pit Boron
Concentration," and, b) fuel assembly storage location within the Spent Fuel
Pit is restricted based on the fuel assembly's initial enrichment, bumup,
decay of Pu241 (i.e., cooling time) and number of Integral Fuel Burnable
Absorbers (IFBA) rods.

Reference 4 evaluated non-accident conditions in the SFP including the
affects of the projected boraflex degradation through the year 2006.
Reference 4 determined that if storage location requirements in this LCO are
met then the SFP will have a keff of < 0.95 if filled with a soluble boron
concentration of 786 ppm and will have a keff of < 1.0 if filled with
unborated water.

Reference 4 also evaluated credible abnormal occurrences in accordance
with ANSI/ANS-57.2-1983. This evaluation considered the effects of the
following: a) a dropped fuel assembly or an assembly placed alongside a
rack; b) a misloaded fuel assembly; and, c) abnormal heat loads.
Reference 4 determined that the SFP will maintain a keff of < 0.95 under the
worst-case accident scenario if the SFP is filled with a soluble boron
concentration of 2 1495 ppm.

Therefore, reference 4 confirmed that the requirements in 10 CFR 50.68,
"Criticality Accident Requirements," (Ref. 1) will be met for both normal SFP
operation and credible abnormal occurrences if:

a) Spent Fuel Pit boron concentration is maintained within the limits of
LCO 3.7.12, "Spent Fuel Pit Boron Concentration," whenever fuel is
stored in the SFP; and,
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APPLICABLE SAFETY ANALYSES (continued)

b) Fuel assembly storage location within the Spent Fuel Pit is restricted
in accordance with LCO 3.7.13, Spent Fuel Pit Storage," based on
the fuel assembly's initial enrichment, burnup, decay of
Plutonium-241 (i.e., cooling time), and number of Integral Fuel
Burnable Absorbers (IFBA) rods.

Reference 5 evaluated postulated unplanned SFP boron dilution scenarios
assuming an initial SFP boron concentration within the limits of LCO 3.7.12.
The evaluation considered various scenarios by which the SFP boron
concentration may be diluted and the time available before the minimum
boron concentration necessary to ensure subcriticality for the non-accident
condition (i.e. it is not assumed an assembly is misloaded concurrent with
the Spent Fuel Pit dilution event). Reference 5 determined that an
unplanned or inadvertent event that could dilute the SFP boron
concentration from 2000 ppm to 786 ppm is not a credible event because of
the low frequency of postulated initiating events and because the event
would be readily detected and mitigated by plant personnel through alarms,
flooding, and operator rounds through the SFP area.

Reference 4 and 5 are based on conservative projections of amount of
Boraflex absorber panel degradation assumed in each sub-region. These
projections are valid through the end of the year 2006. These
compensatory measures for boraflex degradation in the SFP were evaluated
by the NRC in Reference 6.

The configuration of fuel assemblies in the Spent Fuel Pit satisfies
Criterion 2 of 10 CFR 50.36(c)(2)(ii).

LCO This LCO establishes restrictions on fuel assembly storage location within
the SFP to ensure that the requirements of 10 CFR 50.68 are met. This
LCO requires that each fuel assembly stored in the Spent Fuel Pit is
classified in accordance with Figure 3.7.13-1, Figure 3.7.13-2, Figure 3.7.13-
3, and Figure 3.7.134, based on initial enrichment, burnup, cooling time and
number of Integral Fuel Burnable Absorbers (IFBA) rods; and, that fuel
assembly storage location within the Spent Fuel Pit is restricted to Regions
identified in Figure 3.7.13-5 as follows:

a. Fuel assemblies that satisfy requirements of Figure 3.7.13-1 may be
stored in any location in Region 2-1, Region 2-2, Region 1-2 or
Region 1-1.
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LCO (continued)

As shown on Figure 3.7.13-1, the maximum initial enrichment that
can be stored in Region 2-1 with no burnup is 1.06 W/o U235.
Additionally, Figure 3.7.13-1 shows an allowance permitting storage
of fuel assemblies with higher initial enrichments based on the
reactivity reduction due to the cumulative burnup of the fuel
assembly in the core and the decay of Pu24' after a fuel assembly is
discharged (expressed as cooling time).

b. Fuel assemblies that satisfy requirements of Figure 3.7.13-2 may be
stored in any location in Region 2-2, Region 1-2 or Region 1-1.

As shown on Figure 3.7.13-2, the maximum initial enrichment that
can be stored in Region 2-2 with no burnup is 1.80 W/o U235.
Additionally, Figure 3.7.13-2 shows an allowance permitting storage
of fuel assemblies with higher initial enrichments based on the
reactivity reduction due to the cumulative burnup of the fuel
assembly in the core and the decay (expressed as cooling time) of
Pu241 after a fuel assembly is discharged.

c. Fuel assemblies that satisfy requirements of Figure 3.7.13-3 may be
stored in any location in Region 1-2 or Region 1-1.

As shown on Figure 3.7.13-3, the maximum initial enrichment that
can be stored in Region 1-1 with no burnup is 1.95 W/o U235.
Additionally, Figure 3.7.13-3 shows an allowance permitting storage
of fuel assemblies with higher initial enrichments based on the
reactivity reduction due to the cumulative burnup of the fuel
assembly in the core. Figure 3.7.13-3 does not provide any
allowance from the minimum required fuel assembly burnup based
on the decay of Pu241.

(Fuel assemblies that do not meet the criteria in Figure 3.7.13-3 may
be stored in Region 1-1 if the fuel assemblies are stored in a
checkerboard loading configuration (1 out of every two cells with
every other cell vacant) and fuel assemblies meet the criteria of
Figure 3.7.134.)

d. Fuel assemblies that satisfy requirements of Figure 3.7.13-4 may be
stored as follows: 1) In any location in Region 1-2; or, 2) In a
checkerboard loading configuration (1 out of every two cells with
every other cell vacant) in Region 1-1; or, 3) In locations designated
as peripheral' cells in Region 2-2 of Figure 3.7.13-5.
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LCO (continued)

As shown on Figure 3.7.13-4, the maximum initial enrichment that
can be stored in Region 1-2 with when there are no IFBA rods is
4.50 w/o U235. Figure 3.7.13-4 does not provide any allowance from
the minimum required IFBA rods based on the decay of Pu241.

The six peripheral" cells may be used to store fuel that meets the
requirements for storage in any location in the SFP (i.e., meets
requirements for storage in Region 1-1, 1-2, 2-1 or 2-2). Cells
between and adjacent to the peripheral" cells may be filled with fuel
assemblies that meet the requirements of Figure 3.7.13-2 (i.e., meet
the requirements for storage in Region 2-2). The two prematurely
discharged fuel assemblies meet the requirements of Figure 3.7.13-4
and qualify for storage in canisters that are loaded in Module H in the
southeast corner of the SFP. Module H is in the upper right corner of
the SFP in Figure 3.7.13-5.

APPLICABILITY This LCO applies whenever any fuel assembly is stored in the Spent Fuel
Pit.

ACTIONS A.1

Required Action A.1 is modified by a Note indicating that LCO 3.0.3 does not
apply.

When the configuration of fuel assemblies stored in the Spent Fuel Pit is not
in accordance with the rules established by LCO 3.7.13, the immediate
action is to initiate action to make the necessary fuel assembly movement(s)
to bring the configuration into compliance with the rules established by LCO
3.7.13.

If unable to move irradiated fuel assemblies while in MODE 5 or 6,
LCO 3.0.3 would not be applicable. If unable to move irradiated fuel
assemblies while in MODE 1, 2, 3, or 4, the action is independent of reactor
operation. Therefore, inability to move fuel assemblies is not sufficient
reason to require a reactor shutdown.
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Spent Fuel Pit Storage
B 3.7.13

BASES

SURVEILLANCE SR 3.7.13.1
REQUIREMENTS

This SR verifies by administrative means that the fuel assembly has been
classified based on initial enrichment, burnup, cooling time and number of
Integral Fuel Burnable Absorbers (IFBA) rods in the fuel assembly in
accordance with Figure 3.7.13-1, Figure 3.7.13-2, Figure 3.7.13-3, or
Figure 3.7.13-4 and that the fuel assembly meets the requirements for the
intended storage location defined on Figure 3.7.13-5. This administrative
verification must be completed prior to placing any fuel assembly in the SFP.
This SR ensures that this LCO and Specification 4.3.1.1 will be met afterthe
fuel assembly is inserted in the SFP.

REFERENCES 1. 10 CFR 50.68, "Criticality Accident Requirements."

2. Safety Evaluation by the Office of Nuclear Reactor Regulation
Related to Amendment No. 150 to Facility Operating License No.
DPR-26, April 19, 1990.

3. Generic Letter 96-04, "Boraflex Degradation in Spent Fuel Pool
Storage Racks."

4. Northeast Technology Corporation report NET-173-01, Criticality
Analysis for Soluble Boron and Burnup Credit in the Con Edison
Indian Point Unit No. 2 Spent Fuel Storage Racks."

5. Northeast Technology Corporation report NET-173-02, "Indian Point
Unit 2 Spent Fuel Pool (SFP) Boron Dilution Analysis."

6. Safety Evaluation by the Office of Nuclear Reactor Regulation
Related to Amendment No. 227 to Facility Operating License No.
DPR-26, May 29, 2002.
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Secondary Specific Activity
B 3.7.14

B 3.7 PLANT SYSTEMS

B 3.7.14 Secondary Specific Activity

BASES

BACKGROUND Activity in the secondary coolant results from steam generator tube
outleakage from the Reactor Coolant System (RCS). Under steady state
conditions, the activity is primarily iodines with relatively short half lives and,
thus, indicates current conditions. During transients, 1-131 spikes have been
observed as well as increased releases of some noble gases. Other fission
product isotopes, as well as activated corrosion products in lesser amounts,
may also be found in the secondary coolant.

A limit on secondary coolant specific activity during power operation
minimizes releases to the environment because of normal operation,
anticipated operational occurrences, and accidents.

This limit is lower than the activity value that might be expected from a tube
leak at the LCO limit (LCO 3.4.13, "RCS Operational LEAKAGE") of primary
coolant at the limit of 1.0 1tCi/gm for DOSE EQUIVALENT 1-131 (LCO 3.4.16,
"RCS Specific Activity"). The steam line failure is assumed to result in the
release of the noble gas and iodine activity contained in the steam generator
inventory, the feedwater, and the reactor coolant LEAKAGE. Most of the
iodine isotopes have short half lives (i.e., < 20 hours).

APPLICABLE
SAFETY
ANALYSES

At Indian Point 2, the radiological consequence analyses demonstrate
compliance with 10 CFR 50.67, Accident Source Term (References I
and 2). The accident analyses that evaluated the adoption of the alternate
source term assumptions in accordance with 10 CFR 50.67, Accident
Source Term (Ref. 1), assumes the initial secondary coolant specific activity
to have a radioactive isotope concentration of 0.15 pCi/gm DOSE
EQUIVALENT 1-131. This assumption is used in the analysis for determining
the radiological consequences of the postulated accidents. The accident
analysis, based on this and other assumptions, shows that the radiological
consequences of a Main Steam Line Break (MSLB), Steam Generator Tube
Rupture (SGTR), Large-Break and Small-Break Loss of Coolant Accident
(LOCA), Locked Rotor, and Rod Ejection are within the limits of Reference 1.
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Secondary Specific Activity
B 3.7.14

BASES
APPLICABLE SAFETY ANALYSES (continued)

The analysis of the Main Steam Line Break assumes that all of the primary
to secondary leakage to the faulted steam generator is released to the
environment with no credit for iodine and particulate retention in the steam
generator. The entire liquid inventory in the steam generator with the
steamline break, referred to as the faulted steam generator, is assumed to
be steamed off and all of the iodine initially in the steam generator is
assumed to be released to the environment. After the faulted steam
generator is isolated (assumed to occur within 30 minutes), it is assumed
that primary to secondary leakage to the intact steam generators would
continue at a rate of 0.3 gpm per steam generator. Because offsite power is
assumed to be lost, the main condenser is assumed to be unavailable for
steam dump and cooling of the reactor core is assumed to occur through the
safety valves (Ref. 2).

Any noble gas carried over to the secondary side through primary to
secondary leakage is assumed to be immediately released to the
environment. At 42 hours after the accident, the RHR system is assumed to
be capable of all decay heat removal and there are no further steam
releases to the environment from the secondary system. Activity releases
from the faulted steam generator continue until the primary coolant
temperature is reduced to less than 2120F at 70 hours (Ref. 2).

Secondary specific activity limits satisfy Criterion 2 of 10 CFR 50.36(c)(2)(ii).

LCO As indicated in the Applicable Safety Analyses, the specific activity of the
secondary coolant is required to be • 0.15 tCi/gm DOSE
EQUIVALENT 1-131 to limit the radiological consequences of a Design Basis
Accident (DBA) to a small fraction of the required limit (Ref. 2).

Monitoring the specific activity of the secondary coolant ensures that when
secondary specific activity limits are exceeded, appropriate actions are taken
in a timely manner to place the unit in an operational MODE that would
minimize the radiological consequences of a DBA.

APPLICABILITY In MODES 1, 2, 3, and 4, the limits on secondary specific activity apply due
to the potential for secondary steam releases to the atmosphere.

In MODES 5 and 6, the steam generators are not being used for heat
removal. Both the RCS and steam generators are depressurized, and
primary to secondary LEAKAGE is minimal. Therefore, monitoring of
secondary specific activity is not required.
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Secondary Specific Activity
B 3.7.14

BASES

ACTIONS A.1 and A.2

DOSE EQUIVALENT 1-131 exceeding the allowable value in the secondary
coolant, is an indication of a problem in the RCS and contributes to
increased post accident doses. If the secondary specific activity cannot be
restored to within limits immediately, the unit must be placed in a MODE in
which the LCO does not apply. To achieve this status, the unit must be
placed in at least MODE 3 within 6 hours, and in MODE 5 within 36 hours.
The allowed Completion Times are reasonable, based on operating
experience, to reach the required unit conditions from full power conditions
in an orderly manner and without challenging unit systems.

SURVEILLANCE SR 3.7.14.1
REQUIREMENTS

This SR verifies that the secondary specific activity is within the limits of the
accident analysis. A gamma isotopic analysis of the secondary coolant,
which determines DOSE EQUIVALENT 1-131, confirms the validity of the
safety analysis assumptions as to the source terms in post accident
releases. It also serves to identify and trend any unusual isotopic
concentrations that might indicate changes in reactor coolant activity or
LEAKAGE. The 31 day Frequency is based on the detection of increasing
trends of the level of DOSE EQUIVALENT 1-131, and allows for appropriate
action to be taken to maintain levels below the LCO limit.

REFERENCES 1. 10 CFR 50.67.

2. Safety Evaluation by the Office of Nuclear Reactor Regulation
Related to Amendment No. 211 to Facility Operating License
No. DPR-26, July 27, 2000.
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AC Sources - Operating
B 3.8.1

B 3.8 ELECTRICAL POWER SYSTEMS

B 3.8.1 AC Sources - Operating

BASES

BACKGROUND The unit AC Electrical Power Distribution System AC sources consist of the
following: two offsite circuits (a 138 kV circuit and a 13.8 kV circuit), each of
which has a preferred and backup feeder; and, the onsite standby power
circuit consisting of three diesel generators. As required by 10 CFR 50,
Appendix A, GDC 17 (Ref. 1), the design of the AC electrical power system
provides independence and redundancy to ensure an available source of
power to the Engineered Safety Feature (ESF) systems.

The plant distribution system is configured around 6.9 kV buses Nos. 1, 2, 3,
4, 5, and 6. All offsite power to the safeguards buses enters the plant via
6.9 kV buses Nos. 5 and 6. 6.9 kV buses Nos. 5 and 6 are normally
supplied by the 138 kV offsite circuit but may be supplied by the 13.8 kV
offsite circuit. When the plant is operating, 6.9 kV buses 1, 2, 3, and 4 (which
supply power to the four reactor coolant pumps) typically receive power from
the main generator via the unit auxiliary transformer (UAT). However, when
the main generator or UAT is not capable of supporting this arrangement,
6.9 kV buses 1 and 2 receive offsite power via 6.9 kV bus 5 and 6.9 kV
buses 3 and 4 receive offsite power via 6.9 kV bus 6. Following a unit trip,
6.9 kV buses 1, 2, 3, and 4 will auto transfer (dead fast transfer) to 6.9 kV
buses 5 and 6 in order to receive offsite power.

The 6.9 kV buses Nos. 2, 3, 5 and 6 supply power to the 480 V safeguards
power buses using 6.9 kV/480 V station service transformers (SSTs) as
follows:

a. 6.9 kV bus 5 supplies 480 V bus 5A via SST 5;
b. 6.9 kV bus 6 supplies 480 V bus 6A via SST 6;
c. 6.9 kV bus 2 supplies 480 V bus 2A via SST 2; and,
d. 6.9 kV bus 3 supplies 480 V bus 3A via SST 3.

The onsite AC Power Distribution System begins with the four 480 V
safeguards power buses 5A, 6A, 2A and 3A. The four 480 V safeguards
power buses can be supplied by either of the two offsite circuits or the
emergency diesel generators. The onsite Power Distribution System is
divided into the following:

a. Three safeguards power trains (trains) consisting of the 480 volt
safeguards bus(es) and associated AC electrical power distribution
subsystems;
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B 3.8.1

BASES
BACKGROUND (continued)

b. Four 125 volt DC bus subsystems; and
c. Four 118 volt vital AC instrument subsystems.

The three safeguards power trains are designed so that any two trains are
capable of meeting minimum requirements for accident mitigation and/or
safe shutdown. The three safeguards power trains are as follows:

a. train 5A (480 volt bus 5A and associated DG 21);
b. train 6A (480 volt bus 6A and associated DG 23); and
c. train 2A/3A (480 volt buses 2A and 3A and associated DG 22).

OFFSITE SOURCES

An offsite circuit consists of all breakers, transformers, switches, interrupting
devices, cabling, and controls required to transmit power from the offsite
transmission network to the onsite 480 V ESF bus(es). A detailed
description of the offsite power network and the circuits to the 480V
safeguards buses is found in the UFSAR, Chapter 8 (Ref. 2).

Offsite power is supplied from the offsite transmission network to the plant
by two electrically and physically separated circuits (a 138 kV circuit and a
13.8 kV circuit). All offsite power enters the plant via 6.9 kV buses Nos. 5
and 6 which are normally connected to the 138 kV offsite circuit but have the
ability to be connected to the 13.8 kV offsite circuit. The 138 kV offsite
circuit satisfies the requirement in GDC 17 that at least one of the two
required circuits can, within a few seconds, provide power to safety-related
equipment following a loss-of-coolant accident. The 13.8 kV offsite circuit is
considered a delayed access circuit because operator action is normally
required to supply offsite power to the plant using the 13.8 kV offsite source.

Both the 138 kV offsite circuit and the 13.8 kV offsite circuit have a preferred
and a backup feeder that connects the circuit to the Buchanan substation.
For both the 138 kV and 13.8 kV offsite circuits, the preferred P2 feeder is
the backup P3 feeder and the backup P2 feeder is the preferred P3 feeder.

For the 138 kV offsite circuit, P2 and P3 each have a dedicated Station
Auxiliary Transformer (SAT) that can be supplied by either the preferred or
the backup 138 kV feeder. The 138 kV offsite circuit, including the SAT
used exclusively for P2, is designed to supply all P2 loads, including 4
operating RCPs and ESF loads, when using either the preferred (95332) or
backup (95331) feeder. There are no restrictions when P2 and P3 are both
using the same 138 kV feeder concurrently.
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BASES
BACKGROUND (continued)

For the 13.8 kV offsite circuit, there is a 13.8 kV/6.9 kV auto-transformer
associated with feeder 13W92 and a 13.8 kV/6.9 kV auto-transformer
associated with feeder 13W93. Feeder 13W92 and its associated
auto-transformer is the preferred feeder for the P2 13.8 kV circuit and the
backup feeder for the IP3 13.8 kV circuit. Feeder l3W93 and its associated
auto-transformer is the backup feeder for the P2 13.8 kV circuit and the
preferred feeder for the IP3 13.8 kV circuit.

Certain required unit loads are returned to service in a predetermined
sequence in order to prevent overloading the transformer supplying offsite
power to the onsite Distribution System. Within 1 minute after the initiating
signal is received, all automatic and permanently connected loads needed to
recover the unit or maintain it in a safe condition are returned to service via
individual load timers associated with each large load.

In addition, gas turbine power can be provided to P2 via the 13.8 kV circuit
from any of the three gas turbines. One of these gas turbine-generators is
located at the Indian Point site and two are located near the Buchanan
substation. These gas turbines cannot be used to satisfy requirements for a
qualified offsite circuit.

ONSITE SOURCES

The onsite standby power source consists of three 480 V diesel generators
(DGs) with a separate DG dedicated to each of the safeguards power trains.
Safeguards power train 5A (480 V bus 5A) is supported by DG 21;
safeguards power train 6A (480 V bus 6A) is supported by DG 23; and,
safeguards power train 2A/3A (480 V buses 2A and 3A) is supported by
DG 22. A DG starts automatically on a safety injection (SI) signal or on an
ESF bus degraded voltage or undervoltage signal (referto LCO 3.3.5, "Loss
of Power (LOP) Diesel Generator (DG) Start Instrumentation"). After the DG
has started, it will automatically tie to its respective bus after offsite power is
tripped as a consequence of ESF bus 5A or 6A undervoltage or degraded
voltage, coincident with an SI signal or unit trip. The DGs will also start and
operate in the standby mode without tying to the ESF bus on an SI signal
alone. Following the trip of offsite power, an undervoltage signal strips
nonpermanent loads from the ESF bus. When the DG is tied to the ESF
bus, loads are then sequentially connected to its respective ESF bus by
individual load timers. The sequencing logic controls the permissive and
starting signals to motor breakers to prevent overloading the DG by
automatic load application.
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BASES
BACKGROUND (continued)

In the event of a loss of the 138 kV offsite circuit, the ESF electrical loads
are automatically connected to the DGs in sufficient time to provide for safe
reactor shutdown and to mitigate the consequences of a Design Basis
Accident (DBA) such as a loss of coolant accident (LOCA).

Certain required unit loads are returned to service in a predetermined
sequence in order to prevent overloading the DG in the process. Within
1 minute after the initiating signal is received, all loads needed to recover the
unit or maintain it in a safe condition are returned to service.

Ratings for DGs 21, 22 and 23 are consistent with the requirements of
Regulatory Guide 1.9 (Ref. 3). Each diesel generator consists of an Alco
Model 16-251-E engine coupled to a Westinghouse 900 rpm, 3-phase,
60-cycle, 480V generator. Each diesel generator has a capability of
1750 kW (continuous), 2300 kW for 1/2 hour in any 24 hour period, and
2100 kWfor 2 hours in any 24 hour period. There is a sequential limitation
whereby it is unacceptable to operate DGs for two hours at 2100 kW
followed by operating at 2300 kW for a half hour. Any other combination of
the above ratings is acceptable. The ESF loads that are powered from the
480 V ESF buses are listed in Reference 2.

APPLICABLE
SAFETY
ANALYSES

The initial conditions of DBA and transient analyses in the UFSAR,
Chapter 6 (Ref. 4) and Chapter 14 (Ref. 5), assume ESF systems are
OPERABLE. The AC electrical power sources are designed to provide
sufficient capacity, capability, redundancy, and reliability to ensure the
availability of necessary power to ESF systems so that the fuel, Reactor
Coolant System (RCS), and containment design limits are not exceeded.
These limits are discussed in more detail in the Bases for Section 3.2, Power
Distribution Limits; Section 3.4, Reactor Coolant System (RCS); and
Section 3.6, Containment Systems.

The OPERABILITY of the AC electrical power sources is consistent with the
initial assumptions of the accident analyses and is based upon meeting the
design basis of the unit. This results in maintaining at least 2 of the 3
safeguards power trains energized from either onsite or offsite AC sources
during accident conditions in the event of:

a. An assumed loss of all offsite power or all onsite AC power and

b. A worst case single failure.

The AC sources satisfy Criterion 3 of 10 CFR 50.36.
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LCO Two qualified circuits between the offsite transmission network and the
onsite Electrical Power System and separate and independent DGs for each
train ensure availability of the required power to shut down the reactor and
maintain it in a safe shutdown condition after an anticipated operational
occurrence (AOO) or a postulated DBA.

Qualified offsite circuits are those that are described in the UFSAR and are
part of the licensing basis for the unit. In addition, required individual load
timers for ESF loads must be OPERABLE unless associated with equipment
that has automatic initiation capability disabled.

Each offsite circuit must be capable of maintaining rated frequency and
voltage, and accepting required loads during an accident, while connected to
the ESF buses.

There are two qualified circuits from the transmission network at the
Buchanan substation to the onsite electric distribution system. Each of
these circuits must be supported by a circuit from the offsite network into the
Buchanan substation that is physically independent from the other circuit to
the extent practical. The circuits into the Buchanan substation that satisfy
these requirements are 96951, 96952 and 95891. Neither the 138 kV
connection to Buchanan substation from the Westchester Refuse Energy
Services Company (RESCO) plant nor any of the 13.8 kV gas turbines
located at the Buchanan substation or the P2 site may be used to satisfy
requirements for a circuit from the offsite network into the Buchanan
substation.

The 138 kV offsite circuit consists of the following:

a. Either 138 kV feeder 95332 (the preferred feeder for P2 and the
backup feeder for P3) or 138 kV feeder 95331 (the backup feeder for
IP2 and the preferred feeder for P3);

b. The 138 kV/6.9 kV station auxiliary transformer including the automatic
tap changer, circuit breakers ST5 and ST6 which supply 6.9 kV buses
5 and 6, and

c. The following components which are common to both the 138 kV and
13.8 kV offsite circuits:
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BASES
LCO (continued)

i. The supply to 480 V bus 5A consisting of 6.9 kV bus 5, circuit
breaker SS5, station service transformer 5, and circuit breaker
52/5A;

ii. The supply to 480 V bus 6A consisting of 6.9 kV bus 6, circuit
breaker SS6, station service transformer 6, and circuit
breaker 6A;

iii. The supply to 480 V bus 2A consisting of 6.9 kV bus 5, circuit
breaker UT2-ST5 (including fast transfer function), 6.9 kV bus 2,
circuit breaker SS2, station service transformer 2, and circuit
breaker 5212A; and

iv. The supply to 480 V bus 3A consisting of 6.9 kV bus 6, circuit
breaker UT3-ST6 (including fast transfer function), 6.9 kV bus 3,
circuit breaker SS3, station service transformer 3, and circuit
breaker 52/3A.

LCO 3.8.1 is modified by a Note that requires that the automatic transfer
function for 6.9 kV buses 1, 2, 3, and 4 from the UAT (main generator) to
6.9 kV buses 5 and 6 (the 138 offsite circuit) to be OPERABLE whenever the
138 kV offsite circuit is being used to supply 6.9 kV bus 5 and 6 and the Unit
Auxiliary Transformer (main generator) is supplying 6.9 kV bus 1, 2, 3 or 4.
This is necessary to ensure that safeguards power train 2A/3A (480 volt
buses 2A and 3A) will be transferred automatically from the UAT (main
generator) to 6.9 kV buses 5 and 6 (the 138 offsite circuit) following a plant
trip.

The 13.8 kV offsite circuit consists of the following:

a. Either 13.8 kV feeder 13W92 and its associated 13.8/6.9 kV
autotransformer (the preferred for P2 and the backup feeder for I1P3)
or 13.8 kV feeder 13W93 and its associated 13.8/6.9 kV
autotransformer (the backup for P2 and the preferred feeder for IP3),

b. Circuit breakers GT25 and GT26, which supply 6.9 kV buses 5 and 6,
and

c. The following components which are common to both the 138 kV and
13.8 kV offsite circuits:
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LCO (continued)

i. The supply to 480 V bus 5A consisting of 6.9 kV bus 5, circuit
breaker SS5, station service transformer 5, and circuit breaker
5215A;

ii. The supply to 480 V bus 6A consisting of 6.9 kV bus 6, circuit
breaker SS6, station service transformer 6, and circuit breaker
6A;

iii. The supply to 480 V bus 2A consisting of 6.9 kV bus 5, circuit
breaker UT2-ST5 (not including fast transfer function), 6.9 kV
bus 2, circuit breaker SS2, station service transformer 2, and
circuit breaker 52/2A; and

iv. The supply to 480 V bus 3A consisting of 6.9 kV bus 6, circuit
breaker UT3-ST6 (not including the fast transfer function), 6.9 kV
bus 3, circuit breaker SS3, station service transformer 3, and
circuit breaker 52/3A.

If the 13.8 kV offsite circuit is being used to supply 6.9 kV bus 5 and/or 6 and
the Unit Auxiliary Transformer (main generator) is supplying 6.9 kV bus 1, 2,
3 or 4, the automatic transfer of 6.9 kV buses 1, 2, 3, and 4 from the UAT
(main generator) to 6.9 kV buses 5 and 6 (the 13.8 offsite circuit) must be
disabled. This is necessary because neither the preferred or the backup
13.8 kV/6.9 kV auto-transformer is capable of supplying all 4 operating
RCPs. This requirement is not intended to preclude supplying 6.9 kV buses
1, 2, 3, and 4 using the 13.8 kV offsite circuit via the 13.8 kV/6.9 kV
auto-transformers once sufficient loads have been stripped from 6.9 kV
buses 1, 2, 3, and 4 to assure that the 13.8 kV/6.9 kV auto-transformer will
not be overloaded by these manual actions.

If P3 and P2 are both using a single 13.8 kV feeder (13W92 or 13W93),
administrative controls are used to ensure that the 13.8 kV/6.9 kV
auto-transformer load restrictions will not be exceeded.

Each DG must be capable of starting, accelerating to rated speed and
voltage, and connecting to its respective ESF bus on detection of bus
undervoltage. This will be accomplished within 10 seconds. Each DG must
also be capable of accepting required loads within the assumed loading
sequence intervals, and continue to operate until offsite power can be
restored to the ESF buses.

Proper sequencing of loads, including tripping of nonessential loads, is a
required function for DG OPERABILITY.
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LCO (continued)

The AC sources in safeguards power train must be separate and
independent (to the extent possible) of the AC sources in the other train. For
the DGs, separation and independence are complete.

For the offsite AC sources, separation and independence are to the extent
practical. A circuit may be connected to more than one ESF bus and not
violate separation criteria. An offsite circuit that is not connected to an ESF
bus is required to have OPERABLE automatic or manual transfer capability
to the ESF buses to support OPERABILITY of that circuit.

APPLICABILITY The AC sources are required to be OPERABLE in MODES 1, 2, 3, and 4 to
ensure that:

a. Acceptable fuel design limits and reactor coolant pressure boundary
limits are not exceeded as a result of AOs or abnormal transients
and

b. Adequate core cooling is provided and containment OPERABILITY
and other vital functions are maintained in the event of a postulated
DBA.

The AC power requirements for MODES 5 and 6 are covered in LCO 3.8.2,
"AC Sources - Shutdown."

ACTIONS A Note prohibits the application of LCO 3.0.4.b to an inoperable DG or the
138 kV offsite circuit. There is an increased risk associated with entering a
MODE or other specified condition in the Applicability with an inoperable DG.
This also applies to the 138 kV offsite circuit which is the only immediate
access offsite circuit. Therefore, the provisions of LCO 3.0.4.b, which allow
entry into a MODE or other specified condition in the Applicability with the
LCO not met after performance of a risk assessment addressing inoperable
systems and components, should not be applied in these circumstances.

INDIAN POINT 2 B 3.8.1 - 8 Revision 0



AC Sources - Operating
B 3.8.1

BASES
ACTIONS (continued)

A.1

To ensure a highly reliable power source remains with one offsite circuit
inoperable, it is necessary to verify the OPERABILITY of the remaining
required offsite circuit on a more frequent basis. Since the Required Action
only specifies "perform," a failure of SR 3.8.1.1 acceptance criteria does not
result in a Required Action not met. However, if a second required circuit
fails SR 3.8.1.1, the second offsite circuit is inoperable, and Condition C, for
two offsite circuits inoperable, is entered.

A.2

Required Action A.2, which applies only if the 13.8 kV offsite power circuit is
being used to feed 6.9 kV buses 5 or 6 and the UAT is supplying 6.9 kV bus
1, 2, 3 or 4, prevents the automatic transfer of 6.9 kV buses 1, 2, 3, and 4
from the UAT to the 13.8 kV offsite power circuit after a unit trip. Transfer of
buses 1, 2, 3, and 4 from the UAT to the 13.8 kV offsite power circuit could
result in overloading the 13.8 kV/6.9 kV autotransformer. This requirement
is not intended to preclude supplying 6.9 kV buses 1, 2, 3, and 4 using the
13.8 kV offsite circuit via the 13.8 kV/6.9 kV auto-transformers once
sufficient loads have been stripped from 6.9 kV buses 1, 2, 3, and 4 to
assure that the 13.8 kV/6.9 kV auto-transformer will not be overloaded.
Automatic transfer of buses 1, 2, 3, and 4 can be disabled by placing 6.9 kV
bus tie breaker control switches 1-5, 2-5, 3-6, and 4-6 in the "pull-out"
position. These breaker control switches should be tagged" in the pull-out
position if this condition is expected to last more than one full shift.

Although the auto-transfer feature is normally disabled prior to placing the
13.8 kV offsite power circuit in service, a Completion Time of 1 hour ensures
that the 13.8 kV circuit meets requirements for OPERABILITY promptly
when the alternate offsite circuit is configured to support the response of
ESF functions.

A.3

Required Action A.3, which only applies if the train will not be automatically
powered from an offsite source, is intended to provide assurance that an
event coincident with a single failure of the associated DG will not result in a
complete loss of redundant required features. When one or more offsite
sources are inoperable, a train may not be automatically powered from an
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offsite source if: 1) the automatic transfer of 6.9 kV buses 1, 2, 3, and 4 to
6.9 kV bus 5 and 6 is disabled; or 2) the immediate access circuit (138 kV) is
inoperable and the delayed access circuit (13.8 kV) is not aligned to replace
the inoperable circuit.

Required safety features are designed with a redundant safety feature that is
powered from a different safeguards power train. Therefore, if a required
safety feature is supported by an inoperable offsite circuit, then the failure of
the DG associated with that required safety feature will not result in the loss
of a safety function because the safety function will be accomplished by the
redundant safety feature that is powered from a different safeguards power
train. However, if a required safety feature is supported by an inoperable
offsite circuit and the redundant safety feature that is powered from a
different safeguards power train is also inoperable, then the failure of the DG
associated with that required safety feature will result in the loss of a safety
function. Required Action A.3 ensures that appropriate compensatory
measures are taken for a Condition where the loss of a DG could result in
the loss of a safety function when an offsite circuit is not OPERABLE.

The turbine driven auxiliary feedwater pump is not required to be considered
a redundant required feature, and, therefore, required to be determined
OPERABLE by this Required Action, because the design is such that the
remaining OPERABLE motor driven auxiliary feedwater pump is by itself
capable (without any reliance on the motor driven auxiliary feedwater pump
powered by the emergency bus associated with the inoperable diesel
generator) of providing 100% of the auxiliary feedwater flow assumed in the
safety analysis.

The Completion Time for Required Action A.3 is intended to allow the
operator time to evaluate and repair any discovered inoperabilities. This
Completion Time also allows for an exception to the normal "time zero" for
beginning the allowed outage time "clock." In this Required Action, the
Completion Time only begins on discovery that both:

a. The train will not have offsite power automatically supplying its loads
following a trip of the main turbine generator or following the loss of the
immediate access offsite circuit, and

b. A required feature powered from a different safeguards power train is
inoperable.
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If at any time during the existence of ConditionA (one offsite circuit
inoperable) a redundant required feature subsequently becomes inoperable,
this Completion Time begins to be tracked.

Discovering that offsite power is not automatically available to one train of
the onsite Class 1 E Electrical Power Distribution System coincident with one
or more inoperable required support or supported features, or both, that are
associated with the other train that has offsite power, results in starting the
Completion Times for the Required Action. Twenty-four hours is acceptable
because it minimizes risk while allowing time for restoration before
subjecting the unit to transients associated with shutdown.

The remaining OPERABLE offsite circuit and DGs are adequate to supply
electrical power to the two remaining safeguards power trains of the onsite
Distribution System. The 24 hour Completion Time takes into account the
component OPERABILITY of the redundant counterpart to the inoperable
required feature. Additionally, the 24 hour Completion Time takes into
account the capacity and capability of the remaining AC sources, a
reasonable time for repairs, and the low probability of a DBA occurring
during this period.

AA

According to Regulatory Guide 1.93 (Ref. 6), operation may continue in
Condition A for a period that should not exceed 72 hours. With one offsite
circuit inoperable, the reliability of the offsite system is degraded, and the
potential for a loss of offsite power is increased, with attendant potential for a
challenge to the unit safety systems. In this Condition, however, the
remaining OPERABLE offsite circuit and DGs are adequate to supply
electrical power to the onsite Distribution System.

The 72 hour Completion Time takes into account the capacity and capability
of the remaining AC sources, a reasonable time for repairs, and the low
probability of a DBA occurring during this period.
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8.1

To ensure a highly reliable power source remains with an inoperable DG, it
is necessary to verify the availability of the offsite circuits on a more frequent
basis. Since the Required Action only specifies "perform," a failure of
SR 3.8.1.1 acceptance criteria does not result in a Required Action being not
met. However, if an offsite circuit fails to pass SR 3.8.1.1, it is inoperable.
Upon offsite circuit inoperability, additional Conditions and Required Actions
must then be entered.

B.2

Required Action B.2 is intended to provide assurance that a loss of offsite
power, during the period that a DG is inoperable, does not result in a
complete loss of redundant required features. Required safety features are
designed with a redundant safety feature that is powered from a different
safeguards power train. Therefore, if a required safety feature is supported
by an inoperable DG, then the failure of the offsite circuit will not result in the
loss of a safety function because the safety function will be accomplished by
the redundant safety feature that is powered from a different safeguards
power train (and DG). However, if a required safety feature is supported by
an inoperable DG and the redundant safety feature that is powered from a
different safeguards power train is also inoperable, then a loss of offsite
power will result in the loss of a safety function. Required Action B.2
ensures that appropriate compensatory measures are taken for a Condition
where the loss of offsite power could result in the loss of a safety function
when a DG is not OPERABLE.

The turbine driven auxiliary feedwater pump is not required to be considered
a redundant required feature, and, therefore, not required to be determined
OPERABLE by this Required Action, because the design is such that the
remaining OPERABLE motor driven auxiliary feedwater pump is by itself
capable (without any reliance on the motor driven auxiliary feedwater pump
powered by the emergency bus associated with the inoperable diesel
generator) of providing 100% of the auxiliary feedwater flow assumed in the
safety analysis.

The Completion Time for Required Action B.2 is intended to allow the
operator time to evaluate and repair any discovered inoperabilities. This
Completion Time also allows for an exception to the normal "time zero" for
beginning the allowed outage time "clock." In this Required Action, the
Completion Time only begins on discovery that both:
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a. An inoperable DG exists and

b. A required feature powered from a different safeguards power train is
inoperable.

If at any time during the existence of this Condition (one DG inoperable) a
required feature subsequently becomes inoperable, this Completion Time
would begin to be tracked.

Discovering one required DG inoperable coincident with one or more
inoperable required support or supported features, or both, that are
associated with either OPERABLE DG, results in starting the Completion
Time for the Required Action. A Completion Time of four hours from the
discovery of these events existing concurrently is acceptable because it
minimizes risk while allowing time for restoration before subjecting the unit to
transients associated with shutdown.

In this Condition, the remaining OPERABLE DGs and offsite circuits are
adequate to supply electrical power to the onsite Distribution System. Thus,
on a component basis, single failure protection for the required feature's
function may have been lost; however, function has not been lost. The
4 hour Completion Time takes into account the OPERABILITY of the
redundant counterpart to the inoperable required feature. Additionally, the
4 hour Completion Time takes into account the capacity and capability of the
remaining AC sources, a reasonable time for repairs, and the low probability
of a DBA occurring during this period.

B.3.1 and B.3.2

Required Action B.3. 1 provides an allowance to avoid unnecessary testing of
OPERABLE DG(s). If it can be determined that the cause of the inoperable
DG does not exist on the OPERABLE DGs, SR 3.8.1.2 does not have to be
performed. If the cause of inoperability exists on other DG(s), the other
DG(s) would be declared inoperable upon discovery and Condition E of
LCO 3.8.1 would be entered. Once the failure is repaired, the common
cause failure no longer exists, and Required Action B.3.1 is satisfied. If the
cause of the initial inoperable DG cannot be confirmed not to exist on the
remaining DG(s), performance of SR 3.8.1.2 suffices to provide assurance of
continued OPERABILITY of that DG.
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In the event the inoperable DG is restored to OPERABLE status prior to
completing either B.3.1 or B.3.2, the plant corrective action program will
continue to evaluate the common cause possibility. This continued
evaluation, however, is no longer under the 24 hour constraint imposed
while in Condition B.

According to Generic Letter 84-15 (Ref. 10), 24 hours is reasonable to
confirm that the OPERABLE DGs are not affected by the same problem as
the inoperable DG.

B.4

In Condition B, the remaining OPERABLE DGs and offsite circuits are
adequate to supply electrical power to the onsite Distribution System. The
7 day Completion Time takes into account the capacity and capability of the
remaining AC sources, a reasonable time for repairs, and the low probability
of a DBA occurring during this period.

C.1 and C.2

Required Action C.1, which applies when two offsite circuits are inoperable,
is intended to provide assurance that an event with a coincident single
failure will not result in a complete loss of redundant required safety
functions. The Completion Time for this failure of redundant required
features is reduced to 12 hours from that allowed for one train without offsite
power (Required Action A.3). The rationale for the reduction to 12 hours is
that Regulatory Guide 1.93 (Ref. 6) allows a Completion Time of 24 hours
for two required offsite circuits inoperable, based upon the assumption that
three complete safeguards power trains are OPERABLE. When a
redundant required feature is not OPERABLE, this assumption is not the
case, and a shorter Completion Time of 12 hours is appropriate. These
features are powered from redundant AC safety trains. This includes motor
driven auxiliary feedwater pumps. Single train features, such as turbine
driven auxiliary pumps, are not included as discussed in the Bases for
Required Action A.3.
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The Completion Time for Required Action C.1 is intended to allow the
operator time to evaluate and repair any discovered inoperabilities. This
Completion Time also allows for an exception to the normal "time zero" for
beginning the allowed outage time "clock." In this Required Action the
Completion Time only begins on discovery that both:

a. All required offsite circuits are inoperable and

b. A required feature is inoperable.

If at any time during the existence of Condition C (two offsite circuits
inoperable) a required feature becomes inoperable, this Completion Time
begins to be tracked.

According to Regulatory Guide 1.93 (Ref. 6), operation may continue in
Condition C for a period that should not exceed 24 hours. This level of
degradation means that the offsite electrical power system does not have
the capability to effect a safe shutdown and to mitigate the effects of an
accident; however, the onsite AC sources have not been degraded. This
level of degradation generally corresponds to a total loss of the immediately
accessible offsite power sources.

Because of the normally high availability of the offsite sources, this level of
degradation may appear to be more severe than other combinations of two
AC sources inoperable that involve one or more DGs inoperable. However,
two factors tend to decrease the severity of this level of degradation:

a. The configuration of the redundant AC electrical power system that
remains available is not susceptible to a single bus or switching failure
and

b. The time required to detect and restore an unavailable offsite power
source is generally much less than that required to detect and restore
an unavailable onsite AC source.

With both of the required offsite circuits inoperable, sufficient onsite AC
sources are available to maintain the unit in a safe shutdown condition in the
event of a DBA or transient. In fact, a simultaneous loss of offsite AC
sources, a LOCA, and a worst case single failure were postulated as a part
of the design basis in the safety analysis. Thus, the 24 hour Completion
Time provides a period of time to effect restoration of one of the offsite
circuits commensurate with the importance of maintaining an AC electrical
power system capable of meeting its design criteria.
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According to Reference 6, with the available offsite AC sources, two less
than required by the LCO, operation may continue for 24 hours. If two offsite
sources are restored within 24 hours, unrestricted operation may continue. If
only one offsite source is restored within 24 hours, power operation
continues in accordance with Condition A.

D.1 and D.2

Pursuant to LCO 3.0.6, the Distribution System ACTIONS would not be
entered even if all AC sources to it were inoperable, resulting in
de-energization. Similarly, when the UAT is being used to supply 6.9 kV bus
1, 2, 3 or 4 and the 13.8 kV offsite circuit is being used to supply 6.9 kV
buses 5 and 6, the autotransfer function is disabled. Therefore, 480 V
safeguards buses 2A and 3A (safeguards train 2A/3A) will not be
automatically re-energized with offsite power following a plant trip until
connected to the offsite circuit by operator action. Therefore, the Required
Actions of Condition D are modified by a Note to indicate that when
Condition D is entered with no AC offsite or DG source to any train, the
Conditions and Required Actions for LCO 3.8.9, "Distribution Systems -
Operating," must be immediately entered. This allows Condition D to
provide requirements for the loss of one offsite circuit and one DG, without
regard to whether a train is or would be de-energized. LCO 3.8.9 provides
the appropriate restrictions for a train that is or would be de-energized.

According to Regulatory Guide 1.93 (Ref. 6), operation may continue in
Condition D for a period that should not exceed 12 hours.

In Condition D, individual redundancy is lost in both the offsite electrical
power system and the onsite AC electrical power system. Since power
system redundancy is provided by two diverse sources of power, however,
the reliability of the power systems in this Condition may appear higher than
that in Condition C (loss of both required offsite circuits). This difference in
reliability is offset by the susceptibility of this power system configuration to a
single bus or switching failure. The 12 hour Completion Time takes into
account the capacity and capability of the remaining AC sources, a
reasonable time for repairs, and the low probability of a DBA occurring
during this period.
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E.1

With two or more DGs inoperable, the remaining standby AC sources are
not adequate to satisfy accident analysis assumptions. Thus, with an
assumed loss of offsite electrical power, insufficient standby AC sources are
available to power the minimum required ESF functions. Since the offsite
electrical power system is the only source of AC power for this level of
degradation, the risk associated with continued operation for a very short
time could be less than that associated with an immediate controlled
shutdown (the immediate shutdown could cause grid instability, which could
result in a total loss of AC power). Since any inadvertent generator trip
could also result in a total loss of offsite AC power, however, the time
allowed for continued operation is severely restricted. The intent here is to
avoid the risk associated with an immediate controlled shutdown and to
minimize the risk associated with this level of degradation.

According to Reference 6, with two or more DGs inoperable, operation may
continue for a period that should not exceed 2 hours.

F.1 and F.2

If the inoperable AC electric power sources cannot be restored to
OPERABLE status within the required Completion Time, the unit must be
brought to a MODE in which the LCO does not apply. To achieve this
status, the unit must be brought to at least MODE 3 within 6 hours and to
MODE 5 within 36 hours. The allowed Completion Times are reasonable,
based on operating experience, to reach the required unit conditions from
full power conditions in an orderly manner and without challenging plant
systems.

G.1 and H.1

Conditions G and H correspond to a level of degradation in which all
redundancy in the AC electrical power supplies has been lost or a loss of
safety function has already occurred. Therefore, no additional time is
justified for continued operation. The unit is required by LCO 3.0.3 to
commence a controlled shutdown.
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REQUIREMENTS important areas and features, especially those that have a standby function,

in accordance with 10 CFR 50, Appendix A, GDC 18 (Ref. 7). Periodic
component tests are supplemented by functional tests during refueling
outages (under simulated accident conditions). The SRs for demonstrating
the OPERABILITY of the DGs are in accordance with the recommendations
of Regulatory Guide 1.9 (Ref. 3) and Regulatory Guide 1.137 (Ref. 8), as
addressed in the UFSAR.

Where the SRs discussed herein specify voltage and frequency tolerances,
the following is applicable. The minimum steady state output voltage of
428 V is the value determined to be acceptable in the analysis of the
degraded grid condition. This value allows for voltage drop to the terminals
of 480 V motors. It also allows for voltage drops to motors and other
equipment down through the 120 V level where minimum operating voltage
is also usually specified as 90% of name plate rating. The specified
maximum steady state output voltage of 500 V is equal to the maximum
operating voltage specified for 480 V circuit breakers. The specified
minimum and maximum frequencies of the DG are 58.8 Hz and 61.2 Hz,
respectively. These values are equal to ± 2% of the 60 Hz nominal
frequency and are derived from the recommendations given in Regulatory
Guide 1.9 (Ref. 3).

SR 3.8.1.1

This SR ensures proper circuit continuity for the offsite AC electrical power
supply to the onsite distribution network and availability of offsite AC
electrical power. The lineup check verifies breaker alignment between 480 V
buses 5A and 6A and the point where the 138 kV and 13.8 kV feeders being
used to satisfy this LCO lose their identity in the offsite network. The
breaker alignment verifies that each breaker is in its correct position to
ensure that distribution buses and loads are connected to their preferred
power source, and that appropriate independence of offsite circuits is
maintained. The 7 day Frequency is adequate since breaker position is not
likely to change without the operator being aware of it and because 6.9 kV
bus status and 13.8 kV circuit status is displayed in the control room. For
breakers that do not have position indication in the control room, this SR is
satisfied by telephone communication with Consolidated Edison personnel
capable of confirming the status of the offsite circuits. This SR includes
confirmation of the requirement for two independent circuits (i.e., 96951,
96952 or 95891) into the Buchanan substation.
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SR 3.8.1.2

This SR helps to ensure the availability of the standby electrical power
supply to mitigate DBAs and transients and to maintain the unit in a safe
shutdown condition.

To minimize the wear on moving parts that do not get lubricated when the
engine is not running, this SR is modified by a Note to indicate that all DG
starts for the Surveillance may be preceded by an engine prelube period.

For the purpose of SR 3.8.1.2 testing, the DGs are started from standby
conditions. Standby conditions for a DG mean that the diesel engine coolant
and oil are being continuously circulated and temperature is being
maintained consistent with manufacturer recommendations.

SR 3.8.1.2 requires that, at a 31 day Frequency, the DG starts from standby
conditions and achieves required voltage and frequency within 10 seconds.
The 10 second start requirement supports the assumptions of the design
basis LOCA analysis in the UFSAR, Chapter 14 (Ref. 5).

In addition to the SR requirements, the time for the DG to reach steady state
operation is periodically monitored and the trend evaluated to identify
degradation of governor and voltage regulator performance.

The 31 day Frequency for SR 3.8.1.2 is consistent with Regulatory
Guide 1.9 (Ref. 3). This Frequency provides adequate assurance of DG
OPERABILITY, while minimizing degradation resulting from testing.

SR 3.8.1.3

This Surveillance verifies that the DGs are capable of synchronizing with the
offsite electrical system and accepting loads greater than or equal to the
equivalent of the maximum expected accident loads. A minimum run time of
60 minutes is required to stabilize engine temperatures, while minimizing the
time that the DG is connected to the offsite source.

Although no power factor requirements are established by this SR, the DG is
normally operated at a power factor between 0.8 lagging and 1.0. The 0.8
value is the design rating of the machine, while the 1.0 is an operational
limitation to ensure circulating currents are minimized. The load band is
provided to avoid routine overloading of the DG. Routine overloading may
result in more frequent teardown inspections in accordance with vendor
recommendations in order to maintain DG OPERABILITY.
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The 31 day Frequency for this Surveillance is consistent with Regulatory
Guide 1.9 (Ref. 3).

This SR is modified by four Notes. Note 1 indicates that diesel engine runs
for this Surveillance may include gradual loading, as recommended by the
manufacturer, so that mechanical stress and wear on the diesel engine are
minimized. Note 2 states that momentary transients, because of changing
bus loads, do not invalidate this test. Similarly, momentary power factor
transients above the limit do not invalidate the test. Note 3 indicates that this
Surveillance should be conducted on only one DG at a time in order to avoid
common cause failures that might result from offsite circuit or grid
perturbations. Note 4 stipulates a prerequisite requirement for performance
of this SR. A successful DG start, without an intervening shutdown, must
precede this test to credit satisfactory performance.

SR 3.8.1.4

This SR provides verification that the level of fuel oil in the day tank is at or
above the level at which fuel oil is automatically added. The level is
expressed as an equivalent volume in gallons, and ensures adequate fuel oil
for approximately 53 minutes of DG operation at full load.

A 24 hour Frequency is needed because the day tank level alarm is not set
to alarm when the day tank level falls just below the minimum required level.
Instead, the day tank level alarm is set to indicate a lower level indicative of
a failure of the transfer pump after allowing sufficient time for manually
restoring power to the transfer pumps which are stripped following a Safety
Injection signal or undervoltage signal on buses 5A or 6A. The 24 hour
Frequency is acceptable because operators would be aware of any large
uses of fuel oil during this period.

SR 3.8.1.5

Microbiological fouling is a major cause of fuel oil degradation. There are
numerous bacteria that can grow in fuel oil and cause fouling, but all must
have a water environment in order to survive. Removal of water from the
fuel oil day tanks once every 31 days eliminates the necessary environment
for bacterial survival. This is the most effective means of controlling
microbiological fouling. In addition, it eliminates the potential for water
entrainment in the fuel oil during DG operation. Water may come from any
of several sources, including condensation, ground water, rain water,
contaminated fuel oil, and breakdown of the fuel oil by bacteria. Frequent
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checking for and removal of accumulated water minimizes fouling and
provides data regarding the watertight integrity of the fuel oil system. The
Surveillance Frequencies are established by Regulatory Guide 1.137
(Ref. 8). This SR is for preventative maintenance. The presence of water
does not necessarily represent failure of this SR, provided the accumulated
water is removed during the performance of this Surveillance.

SR 3.8.1.6

This Surveillance demonstrates that each required fuel oil transfer pump
operates and transfers fuel oil from its associated storage tank to its
associated day tank. This is required to support continuous operation of
standby power sources. This Surveillance provides assurance that the fuel
oil transfer pump is OPERABLE, the fuel oil piping system is intact, the fuel
delivery piping is not obstructed, and the controls and control systems for
automatic fuel transfer systems are OPERABLE.

The P2 design includes the following backup feature. If a fuel oil transfer
pump fails to refill the day tank, one of the fuel oil transfer pumps associated
with a different DG will receive an automatic starting signal and will fill the
day tank for the affected DG via the common makeup line to all three
diesel-generator fuel-oil day tanks. This backup feature is not required for
DG OPERABILITY; however, the feature is tested because its existence is
part of the justification for the 92 day SR Frequency. Therefore, the need for
accelerated testing of the transfer function should be evaluated when this
backup feature is out of service.

The Frequency for this SR is 92 days. The 92 day Frequency corresponds
to the testing requirements for pumps as contained in the ASME Code,
Section Xl.

SR 3.8.1.7

Transfer of each offsite power supply from the 138 kV offsite circuit to the
13.8 kV offsite circuit demonstrates the OPERABILITY of the alternate circuit
distribution network to power the shutdown loads. The 24 month Frequency
of the Surveillance is based on engineering judgment, taking into
consideration the unit conditions required to perform the Surveillance, and is
intended to be consistent with expected fuel cycle lengths. Operating
experience has shown that these components usually pass the SR when
performed at the 24 month Frequency. Therefore, the Frequency was
concluded to be acceptable from a reliability standpoint.
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This SR is modified by a Note. The reason for the Note is that, during
operation with the reactor critical, performance of this SR could cause
perturbations to the electrical distribution systems that could challenge
continued steady state operation and, as a result, unit safety systems. This
restriction from normally performing the Surveillance in MODE 1 or 2 is
further amplified to allow the Surveillance to be performed for the purpose of
reestablishing OPERABILITY (e.g. post work testing following corrective
maintenance, corrective modification, deficient or incomplete surveillance
testing, and other unanticipated OPERABILITY concerns) provided an
assessment determines plant safety is maintained or enhanced.

SR 3.8.1.8

Verification that 6.9 kV buses 2 and 3 will auto transfer (dead fast transfer)
from the Unit Auxiliary Transformer (the main generator) to 6.9 kV buses 5
and 6 (the offsite circuit) following a loss of voltage on 6.9 kV buses 2 and 3
is needed to confirm the OPERABILITY of a function assumed to operate to
provide offsite power to safeguards power train 2A/3A following a trip of the
main generator. (Note that when the main generator trips on
over-frequency, the transfer is blocked by an over-frequency transfer
interrupt circuit provided for bus protection of out of phase transfer.)

An actual demonstration of this feature requires the tripping the main
generator while the reactor is at power with the main generator supplying
6.9 kV buses 2 and 3. Credit may be taken for planned plant trips or for
unplanned events that satisfy this SR. Other than planned plant trips or
unplanned events, Note 1 specifies that this SR is not normally performed in
MODE I or 2 because performance of this SR could cause perturbations to
the electrical distribution systems that could challenge continued steady
state operation and, as a result, unit safety systems. This restriction from
normally performing the Surveillance in MODE 1 or 2 is further amplified to
allow the Surveillance to be performed for the purpose of reestablishing
OPERABILITY (e.g. post work testing following corrective maintenance,
corrective modification, deficient or incomplete surveillance testing, and
other unanticipated OPERABILITY concerns) provided an assessment
determines plant safety is maintained or enhanced.

In lieu of actually initiating a circuit transfer, this SR may be satisfied by
testing that adequately shows the capability of the transfer. This transfer
testing may include any sequence of sequential, overlapping, or total steps
so that the entire transfer sequence is verified.
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The 24 month Frequency is based on engineering judgement taking into
consideration the plant conditions required to perform the Surveillance, and
is intended to be consistent with expected fuel cycle length.

Note 2 specifies that this SR is required to be met only when the 138 kV
offsite circuit is supplying 6.9 kV bus 5 and 6 and the Unit Auxiliary
Transformer is supplying 6.9 kV bus 1, 2, 3 or4. This is acceptable because
the feature being tested does not perform a safety function if the 138 kV
offsite circuit is already supplying 6.9 kV buses 2 and 3. Likewise, if the
13.8 kV circuit is supplying 6.9 kV buses 5 or 6, then the feature being tested
by this SR is required to be disabled by Required Action A.2.

SR 3.8.1.9

This Surveillance demonstrates that DG noncritical protective functions are
bypassed on a loss of voltage signal concurrent with an ESF actuation test
signal, and critical protective functions (engine overspeed, low lube oil
pressure, high crankcase pressure, and start failure relay (engine
overcrank)) trip the DG to avert substantial damage to the DG unit. The
noncritical trips are bypassed during DBAs and provide an alarm on an
abnormal engine condition. This alarm provides the operator with sufficient
time to react appropriately. The DG availability to mitigate the DBA is more
critical than protecting the engine against minor problems that are not
immediately detrimental to emergency operation of the DG.

The 24 month Frequency is based on engineering judgment, taking into
consideration unit conditions required to perform the Surveillance, and is
intended to be consistent with expected fuel cycle lengths. Operating
experience has shown that these components usually pass the SR when
performed at the 24 month Frequency. Therefore, the Frequency was
concluded to be acceptable from a reliability standpoint.

The SR is modified by a Note. The reason for the Note is that performing
the Surveillance would remove a required DG from service. This restriction
from normally performing the Surveillance in MODE 1 or 2 is further
amplified to allow the Surveillance to be performed for the purpose of
reestablishing OPERABILITY (e.g. post work testing following corrective
maintenance, corrective modification, deficient or incomplete surveillance
testing, and other unanticipated OPERABILITY concerns) provided an
assessment determines plant safety is maintained or enhanced. This
assessment shall, as a minimum, consider the potential outcomes and
transients associated with a failed Surveillance, a successful Surveillance,
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and a perturbation of the offsite or onsite system when they are tied together
or operated independently for the Surveillance; as well as the operator
procedures available to cope with these outcomes. These shall be
measured against the avoided risk of a plant shutdown and startup to
determine that plant safety is maintained or enhanced when the Surveillance
is performed in MODE 1 or 2. Risk insights or deterministic methods may be
used for this assessment.

SR 3.8.1.10

IEEE-387-1995 (Ref. 9) requires demonstration once per24 months that the
DGs can start and run continuously at full load capability for an interval of
not less than 8 hours, Ž 2 hours of which is at a load equivalent to 105% to
110% of the continuous duty rating (1837 kW to 1925 kW) and the
remainder of the time at a load equivalent to 90% to 100% of the continuous
duty rating of the DG (1750 kW). The DG starts forthis Surveillance can be
performed either from standby or hot conditions. The provisions for
prelubricating and warmup, discussed in SR 3.8.1.2, and for gradual loading,
discussed in SR 3.8.1.3, are applicable to this SR.

This SR does not require that the DG is operated at the peak load expected
during an accident. The load band is provided to avoid routine overloading
of the DG. Routine overloading may result in more frequent teardown
inspections in accordance with vendor recommendations in order to maintain
DG OPERABILITY.

The 24 month Frequency is consistent with the recommendations of
Reference 9, takes into consideration unit conditions required to perform the
Surveillance, and is intended to be consistent with expected fuel cycle
lengths.

This Surveillance is modified by three Notes. Note 1 states that momentary
transients due to changing bus loads do not invalidate this test. Similarly,
momentary power factor transients above the power factor limit will not
invalidate the test. The reason for Note 2 is that during operation with the
reactor critical, performance of this Surveillance could cause perturbations to
the electrical distribution systems that could challenge continued steady
state operation and, as a result, unit safety systems.
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SURVEILLANCE REQUIREMENTS (continued)

This restriction from normally performing the Surveillance in MODE 1 or 2 is
further amplified to allow the Surveillance to be performed for the purpose of
reestablishing OPERABILITY (e.g. post work testing following corrective
maintenance, corrective modification, deficient or incomplete surveillance
testing, and other unanticipated OPERABILITY concerns) provided an
assessment determines plant safety is maintained or enhanced. This
assessment shall, as a minimum, consider the potential outcomes and
transients associated with a failed Surveillance, a successful Surveillance,
and a perturbation of the offsite or onsite system when they are tied together
or operated independently for the Surveillance; as well as the operator
procedures available to cope with these outcomes. These shall be
measured against the avoided risk of a plant shutdown and startup to
determine that plant safety is maintained or enhanced when the Surveillance
is performed in MODE 1 or 2. Risk insights or deterministic methods may be
used for this assessment.

Note 3 ensures that the DG is tested under load conditions that are as close
to design basis conditions as possible. When synchronized with offsite
power, testing should be performed at a power factor of • 0.85. This power
factor is representative of the actual inductive loading a DG would see under
design basis accident conditions. Under certain conditions, however, Note 3
allows the surveillance to be conducted as a power factor other than
<0.85. These conditions occur when grid voltage is high, and the additional
field excitation needed to get the power factor to • 0.85 results in voltages
on the emergency busses that are too high. Under these conditions, the
power factor should be maintained as close as practicable to 0.85 while still
maintaining acceptable voltage limits on the emergency busses. In other
circumstances, the grid voltage may be such that the DG excitation levels
needed to obtain a power factor of 0.85 may not cause unacceptable
voltages on the emergency busses, but the excitation levels are in excess of
those recommended for the DG. In such cases, the power factor shall be
maintained close as practicable to 0.85 without exceeding the DG excitation
limits.

SR 3.8.1.11

Under accident conditions loads are sequentially connected to the bus by
the individual load timers to prevent overloading of the DGs or offsite circuits
due to high motor starting currents. The design load sequence time interval
tolerance ensures that sufficient time exists for the DG to restore frequency
and voltage or the offsite circuit to restore voltage prior to applying the next
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SURVEILLANCE REQUIREMENTS (continued)

load and that safety analysis assumptions regarding ESF equipment time
delays are not violated. Reference 2 provides a summary of the automatic
loading of ESF buses.

The Frequency of 24 months is based on engineering judgment, taking into
consideration operating experience that has shown that these components
usually pass the SR. Therefore, the Frequency was concluded to be
acceptable from a reliability standpoint.

This SR is modified by a Note that specifies that load timers associated with
equipment that has automatic initiation capability disabled are not required to
be OPERABLE. This note is needed because these time delay relays affect
the OPERABILITY of both the AC sources (offsite power and DG) and the
specific load that the relay starts. If a timer fails to start a required load or if
a timer starts the load later than assumed in the analysis, then the required
load is not OPERABLE. If a timer starts the load outside the design interval
(early or late), then the DG and offsite source are not OPERABLE because
overlap of equipment starts may cause an offsite source to exceed limits for
voltage or current or a DG to exceed limits for voltage, current or
frequency. Therefore, when an individual load sequence timer is not
OPERABLE, it is conservative to disable the automatic initiation capability of
that component (and declare the specific component inoperable) rather than
declare the associated DG and offsite circuit inoperable because of the
following: the potential for adverse impact on the DG by simultaneous start
of ESF equipment is eliminated; all other loads powered from the safeguards
power train are available to respond to the event; and, the load with the
inoperable timer remains available for a manual start after the one minute
completion of the normal starting sequence.

If a load sequence timer is inoperable and the automatic initiation capability
of that component has not been disabled, Condition D applies because both
the associated DG and the 138 kV offsite circuit are inoperable until
automatic initiation capability of the associated component has been
disabled.

SR 3.8.1.12

In the event of a DBA coincident with a loss of offsite power, the DGs are
required to supply the necessary power to ESF systems so that the fuel,
RCS, and containment design limits are not exceeded.

INDIAN POINT 2 B 3.8.1 - 26 Revision 0



AC Sources - Operating
B 3.8.1

BASES
SURVEILLANCE REQUIREMENTS (continued)

This Surveillance demonstrates the DG operation during a loss of offsite
power actuation test signal in conjunction with an ESF actuation signal. This
SR verifies all actions encountered from an ESF signal concurrent with the
loss of offsite power, including shedding of the nonessential loads and
energization of the emergency buses and respective loads from the DG. It
further demonstrates the capability of the DG to automatically achieve the
required voltage and frequency within the specified time.

The DG autostart time of 10 seconds is derived from requirements of the
accident analysis to respond to a design basis large break LOCA. The
Surveillance should be continued for a minimum of 5 minutes in order to
demonstrate that all starting transients have decayed and stability is
achieved.

The requirement to verify the connection and power supply of permanent
and auto-connected loads is intended to satisfactorily show the relationship
of these loads to the DG loading logic. In certain circumstances, many of
these loads cannot actually be connected or loaded without undue hardship
or potential for undesired operation. For instance, Emergency Core Cooling
Systems (ECCS) injection valves are not desired to be stroked open, or high
pressure injection systems are not capable of being operated at full flow, or
residual heat removal (RHR) systems performing a decay heat removal
function are not desired to be realigned to the ECCS mode of operation.

In lieu of actual demonstration of connection and loading of loads, testing
that adequately shows the capability of the DG system to perform these
functions is acceptable. This testing may include any series of sequential,
overlapping, or total steps so that the entire connection and loading
sequence is verified.

The Frequency of 24 months takes into consideration unit conditions
required to perform the Surveillance and is intended to be consistent with an
expected fuel cycle length of 24 months.

This SR is modified by three Notes. The reason for Note 1 is to minimize
wear and tear on the DGs during testing. For the purpose of this testing, the
DGs must be started from standby conditions, that is, with the engine
coolant and oil continuously circulated and temperature maintained
consistent with manufacturer recommendations for DGs.
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The reason for Note 2 is that the performance of the Surveillance would
remove a required offsite circuit from service, perturb the electrical
distribution system, and challenge safety systems. This restriction from
normally performing the Surveillance in MODE 1 or 2 is further amplified to
allow portions of the Surveillance to be performed for the purpose of
reestablishing OPERABILITY (e.g. post work testing following corrective
maintenance, corrective modification, deficient or incomplete surveillance
testing, and other unanticipated OPERABILITY concerns) provided an
assessment determines plant safety is maintained or enhanced. This
assessment shall, as a minimum, consider the potential outcomes and
transients associated with a failed partial Surveillance, a successful partial
Surveillance, and a perturbation of the offsite or onsite system when they are
tied together or operated independently for the partial Surveillance; as well
as the operator procedures available to cope with these outcomes. These
shall be measured against the avoided risk of a plant shutdown and startup
to determine that plant safety is maintained or enhanced when portions of
the Surveillance are performed in MODE 1 or 2. Risk insights or
deterministic methods may be used for the assessment.

The reason for Note 3 is to allow the SR to be conducted with only one
safeguards train at a time or with two or three safeguards trains
concurrently. Allowing the LOOP/LOCA test to be conducted using one
safeguards power train and one DG at a time is acceptable because the
safeguards power trains are designed to respond to this event
independently. Therefore, an individual test for each safeguards power train
will provide an adequate verification of plant response to this event.

Simultaneous testing of all three safeguards power trains is acceptable as
long as the following plant conditions are established:

a. All three DGs are available;

b. Redundant decay heat removal capability is available, preferably
including passive decay heat removal capability;

c. No offsite power circuits are inoperable; and

d. No activities that are precursors to events requiring AC power for
mitigation (e.g., fuel handling accident or inadvertent RCS draindown)
are conducted during performance of this test.
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SR 3.8.1.13

This Surveillance demonstrates that the DG starting independence has not
been compromised. Also, this Surveillance demonstrates that each engine
can achieve proper speed within the specified time when the DGs are
started simultaneously.

The 10 year Frequency is consistent with the recommendations of
Regulatory Guide 1.9 (Ref. 3).

This SR is modified by two Notes. The reason for Note 1 is to minimize
wear on the DG during testing. For the purpose of this testing, the DGs
must be started from standby conditions, that is, with the engine coolant and
oil continuously circulated and temperature maintained consistent with
manufacturer recommendations. The reason for Note 2 is to allow
SR 3.8.1.12 to satisfy the requirements of this SR if SR 3.8.1.12 is
performed with more than one safeguards power train concurrently.

REFERENCES 1. 10 CFR 50, Appendix A, GDC 17.

2. UFSAR, Chapter 8.

3. Regulatory Guide 1.9, Rev. 3, July 1993.

4. UFSAR, Chapter 6.

5. UFSAR, Chapter 14.

6. Regulatory Guide 1.93, Rev. 0, December 1974.

7. 10 CFR 50, Appendix A, GDC 18.

8. Regulatory Guide 1.137.

9. IEEE Standard 387-1995, IEEE Standard Criteria for
Diesel-Generator Units Applied as Standby Power Supplies for
Nuclear Power Generating Stations.

10. Generic Letter 84-15, July 2, 1984.
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B 3.8.2 AC Sources - Shutdown

BASES

BACKGROUND A description of the AC sources is provided in the Bases for LCO 3.8.1, "AC
Sources - Operating."

APPLICABLE The OPERABILITY of the minimum AC sources during MODES 5 and 6 and
SAFETY during movement of recently irradiated fuel assemblies ensures that:
ANALYSES

a. The unit can be maintained in the shutdown or refueling condition for
extended periods,

b. Sufficient instrumentation and control capability is available for
monitoring and maintaining the unit status, and

c. Adequate AC electrical power is provided to mitigate events postulated
during shutdown, such as a fuel handling accident involving handling
recently irradiated fuel. Due to radioactive decay, AC electrical power
is only required to mitigate fuel handling accidents involving handling
recently irradiated fuel (i.e., fuel that has occupied part of a critical
reactor core within the previous 100 hours (Ref. 1)).

In general, when the unit is shut down, the Technical Specifications
requirements ensure that the unit has the capability to mitigate the
consequences of postulated accidents. However, assuming a single failure
and concurrent loss of all offsite or all onsite power is not required. The
rationale for this is based on the fact that many Design Basis Accidents
(DBAs) that are analyzed in MODES 1, 2, 3, and 4 have no specific analyses
in MODES 5 and 6. Worst case bounding events are deemed not credible in
MODES 5 and 6 because the energy contained within the reactor pressure
boundary, reactor coolant temperature and pressure, and the corresponding
stresses result in the probabilities of occurrence being significantly reduced
or eliminated, and in minimal consequences. These deviations from DBA
analysis assumptions and design requirements during shutdown conditions
are allowed by the LCO for required systems.
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During MODES 1, 2, 3, and 4, various deviations from the analysis
assumptions and design requirements are allowed within the Required
Actions. This allowance is in recognition that certain testing and
maintenance activities must be conducted provided an acceptable level of
risk is not exceeded. During MODES 5 and 6, performance of a significant
number of required testing and maintenance activities is also required. In
MODES 5 and 6, the activities are generally planned and administratively
controlled. Relaxations from MODE 1, 2, 3, and 4 LCO requirements are
acceptable during shutdown modes based on:

a. The fact that time in an outage is limited. This is a risk prudent goal as
well as a utility economic consideration.

b. Requiring appropriate compensatory measures for certain
conditions. These may include administrative controls, reliance on
systems that do not necessarily meet typical design requirements
applied to systems credited in operating MODE analyses, or both.

c. Prudent utility consideration of the risk associated with multiple
activities that could affect multiple systems.

d. Maintaining, to the extent practical, the ability to perform required
functions (even if not meeting MODE 1, 2, 3, and 4 OPERABILITY
requirements) with systems assumed to function during an event.

One DG has sufficient capacity to support Required Actions that may be
needed in response to any event that might occur during refueling
operations. Two DGs are normally required to be OPERABLE when
shutdown to ensure that potentially required safety features are directly
supported by a DG. However, if all features required for existing plant
conditions are being directly supported by a single DG (e.g., required RHR
pump is supported by its associated DG), only one DG is required to be
OPERABLE.

In the event of an accident during shutdown, this LCO ensures the capability
to support systems necessary to avoid immediate difficulty, assuming either
a loss of all offsite power or a loss of all onsite diesel generator (DG) power.

The AC sources satisfy Criterion 3 of 10 CFR 50.36(c)(2)(ii).
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LCO One offsite circuit capable of supplying the onsite power distribution
subsystem(s) of LCO 3.8.10, "Distribution Systems - Shutdown," ensures
that all required loads are powered from offsite power. Two OPERABLE
DGs, associated with the distribution system train required to be OPERABLE
by LCO 3.8.10, ensures a diverse power source is available to provide
electrical power support, assuming a loss of the offsite circuit. Together,
OPERABILITY of the required offsite circuit and DGs ensures the availability
of sufficient AC sources to operate the unit in a safe manner and to mitigate
the consequences of postulated events during shutdown (e.g., fuel handling
accidents involving handling recently irradiated fuel). A DG that is not
supporting any required feature is not required to be OPERABLE.
Therefore, under these conditions, the number of required OPERABLE DGs
may be reduced to one in accordance with Required Action B.1.

The qualified offsite circuit must be capable of maintaining rated frequency
and voltage, and accepting required loads during an accident, while
connected to the Engineered Safety Feature (ESF) bus(es). Qualified offsite
circuits are those that are described in the Bases of LCO 3.8.1, AC
Sources - Operating, except that safeguards power trains may be cross
connected when in MODES 5 and 6.

The DGs must be capable of starting, accelerating to rated speed and
voltage, and connecting to its respective ESF bus on detection of bus
undervoltage. This sequence must be accomplished within
10 seconds. The DG must be capable of accepting required loads within the
assumed loading sequence intervals, and continue to operate until offsite
power can be restored to the ESF buses.

Proper sequencing of loads, including tripping of nonessential loads, is a
required function for DG OPERABILITY.

It is acceptable for safeguards power trains to be cross tied during shutdown
conditions, allowing a single offsite power circuit to supply all required
trains. However, interlocks that disconnect the affected tie breakers before
DGs are automatically connected to the bus must be OPERABLE. Features
required to be OPERABLE must be supported directly by their associated
DG.

APPLICABILITY The AC sources required to be OPERABLE in MODES 5 and 6 and during
movement of recently irradiated fuel assemblies provide assurance that:
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APPLICABILITY (continued)

a. Systems to provide adequate coolant inventory makeup are available
for the irradiated fuel assemblies in the core,

b. Systems needed to mitigate a fuel handling accident involving handling
recently irradiated fuel (i.e., fuel that has occupied part of a critical
reactor core within the previous 100 hours (Ref. 1)) are available,

c. Systems necessary to mitigate the effects of events that can lead to
core damage during shutdown are available, and

d. Instrumentation and control capability is available for monitoring and
maintaining the unit in a cold shutdown condition or refueling condition.

The AC power requirements for MODES 1, 2, 3, and 4 are covered in
LCO 3.8.1.

ACTIONS LCO 3.0.3is not applicable while in MODE 5 or 6. However, since irradiated
fuel assembly movement can occur in MODE 1, 2, 3, or 4, the ACTIONS
have been modified by a Note stating that LCO 3.0.3 is not applicable. If
moving irradiated fuel assemblies while in MODE 5 or 6, LCO 3.0.3 would
not specify any action. If moving irradiated fuel assemblies while in
MODE 1, 2, 3, or 4, the fuel movement is independent of reactor
operations. Entering LCO 3.0.3, while in MODE 1, 2, 3, or 4 would require
the unit to be shutdown unnecessarily.

A.1

An offsite circuit would be considered inoperable if it were not available to
one or more required safeguards power train. Although two safeguards
power trains may be required by LCO 3.8.1 0, the one train with offsite power
available may be capable of supporting sufficient required features to allow
continuation of CORE ALTERATIONS and recently irradiated fuel
movement. By the allowance of the option to declare required features
inoperable, with no offsite power available, appropriate restrictions will be
implemented in accordance with the affected required features LCO's
ACTIONS.
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A.2.1. A.2.2, A.2.3, and A.2.4

With the offsite circuit not available to all required trains, the option would
still exist to declare all required features inoperable. Since this option may
involve undesired administrative efforts, the allowance for sufficiently
conservative actions is made. It is, therefore, required to suspend CORE
ALTERATIONS, movement of recently irradiated fuel assemblies, and
operations involving positive reactivity additions that could result in loss of
required SDM (MODE 5) or boron concentration (MODE 6). Suspending
positive reactivity additions that could result in failure to meet the minimum
SDM or boron concentration limit is required to assure continued safe
operation. Introduction of coolant inventory must be from sources that have
a boron concentration greater than what would be required in the RCS for
minimum SDM or refueling boron concentration. This may result in an
overall reduction in RCS boron concentration, but provides acceptable
margin to maintaining subcritical operation. Introduction of temperature
changes including temperature increases when operating with a positive
MTC must also be evaluated to ensure they do not result in a loss of
required SDM.

Suspension of these activities does not preclude completion of actions to
establish a safe conservative condition. These actions minimize the
probability or the occurrence of postulated events. It is further required to
immediately initiate action to restore the required AC sources and to
continue this action until restoration is accomplished in order to provide the
necessary AC power to the unit safety systems.

The Completion Time of immediately is consistent with the required times for
actions requiring prompt attention. The restoration of the required AC
electrical power sources should be completed as quickly as possible in order
to minimize the time during which the unit safety systems may be without
sufficient power.

Pursuant to LCO 3.0.6, the Distribution System's ACTIONS would not be
entered even if all AC sources to it are inoperable, resulting in
de-energization. Therefore, the Required Actions of Condition A are
modified by a Note to indicate that when Condition A is entered with no AC
power to any required ESF bus, the ACTIONS for LCO 3.8.10 must be
immediately entered. This Note allows Condition A to provide requirements
for the loss of the offsite circuit, whether or not a train is
de-energized. LCO 3.8.10 would provide the appropriate restrictions forthe
situation involving a de-energized bus.
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ACTIONS (continued)

B.1

A DG would be considered inoperable if it could not support its associated
safeguards powertrain. One OPERABLE DG and its associated safeguards
power train may be capable of supporting sufficient required features to
allow continuation of CORE ALTERATIONS and fuel movement. By the
allowance of the option to declare required features inoperable, with no DG
available, appropriate restrictions will be implemented in accordance with the
affected required features LCO's ACTIONS.

B.2.1, B.2.2. B.2.3 and B.2.4

When two DGs are required to be OPERABLE and one required DG is
inoperable, the option would still exist to declare inoperable all required
features supported by the inoperable DG. Since this option may involve
undesired administrative efforts, the allowance for sufficiently conservative
actions is made. Therefore, with one required DG inoperable, the option
exists to suspend CORE ALTERATIONS, movement of irradiated fuel
assemblies, and operations involving positive reactivity additions.

With two required DGs inoperable, the minimum required diversity of AC
power sources is not available to any required features. Although the option
would still exist to declare all required features inoperable, the requirements
imposed by the affected required features LCO's ACTIONS would be
equivalent to the option provided by Required Actions B.2.1, B.2.2 and
B.2.3. Therefore, with two required DGs inoperable, it is required to suspend
CORE ALTERATIONS, movement of recently irradiated fuel assemblies,
and operations involving positive reactivity additions.

With one required DG inoperable, when only one is required to be
OPERABLE, the available options are equivalent to the situation described
above for two inoperable DGs when two DGs are required. The additional
restrictions on plant conditions for requiring only one DG provides ample
time for operator action, in the event of a loss of offsite power, to manually
restore decay heat removal capability.

With one or more required DGs inoperable, the Required Action to suspend
positive reactivity additions does not preclude actions to maintain or increase
reactor vessel inventory provided the required SDM is maintained.
Additionally, Required Actions B.2.1, B.2.2 and B.2.3 do not preclude
completion of actions to establish a safe conservative condition. These
actions minimize the probability or the occurrence of postulated events.
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ACTIONS (continued)

Furthermore, even when Required Actions B.2.1, B.2.2 and B.2.3 are
implemented, it is required to immediately initiate action to restore the
required DG(s) and to continue this action until restoration is accomplished
in order to provide the necessary AC power to the unit safety systems.

The Completion Time of immediately is consistent with the required times for
actions requiring prompt attention. The restoration of the required AC
electrical power sources should be completed as quickly as possible in order
to minimize the time during which the unit safety systems may be without
sufficient power.

SURVEILLANCE SR 3.8.2.1
REQUIREMENTS

SR 3.8.2.1 requires the SRs from LCO 3.8.1 that are necessary for ensuring
the OPERABILITY of the AC sources in other than MODES 1, 2, 3,
and 4. SR 3.8.1.7 is not required to be met since only one offsite circuit is
required to be OPERABLE. SR 3.8.1.8 is not required because autotransfer
from the Unit Auxiliary Transformer to an offsite source is not needed when
the plant is not at power. SR 3.8.1.9 is not required to be met because the
required OPERABLE DG(s) is not required to undergo periods of being
synchronized to the offsite circuit. SR 3.8.1.13 is excepted because starting
independence is not required with the DG(s) that is not required to be
OPERABLE.

This SR is modified by two Notes. The reason for Note 1 is to preclude
requiring the OPERABLE DG(s) from being paralleled with the offsite power
network or otherwise rendered inoperable during performance of SRs, and
to preclude deenergizing a required 480 V bus or disconnecting a required
offsite circuit during performance of SRs. With limited AC sources available,
a single event could compromise both the required circuit and the DG. It is
the intent that these SRs must still be capable of being met, but actual
performance is not required during periods when the DG and offsite circuit is
required to be OPERABLE. Refer to the corresponding Bases for LCO 3.8.1
for a discussion of each SR. Note 2 states that portions of SR 3.8.1.12 are
not required to be met. The SR demonstrates the DG response to an ECCS
signal (either alone or in conjunction with a loss-of-power signal). This is
consistent with the ECCS instrumentation requirements that do not require
the ECCS signals when the ECCS System is not required to be OPERABLE
per LCO 3.5.3, "ECCS-Shutdown."
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REFERENCES 1. Safety Evaluation by the Office of Nuclear Reactor Regulation
Related to Amendment No. 211 to Facility Operating License No.
DPR-26, July 27, 2000.
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B 3.8.3 Diesel Fuel Oil and Starting Air

BASES

BACKGROUND Fuel oil for the three safeguards DGs is stored in the three DG fuel oil
storage tanks (one tank associated with each DG) and the common DG fuel
oil reserve.

The three DG fuel oil storage tanks are required to contain a minimum of
19,000 usable gallons (6334 gallons in the tank associated with each DG) to
ensure that at least two of the three diesels can operate to power the
minimum engineered safeguards loads for 73 hours. If the oil in one of the
DG storage tanks is not available, there is sufficient fuel available to run two
diesels for 45 hours at the minimum engineered safeguards load.

The DG fuel oil reserve is an additional 29,000 gallons of diesel fuel that is
maintained in onsite storage tanks for the exclusive use of Indian Point 2 as
described in UFSAR Section 8.2 (Ref. 1). This additional 29,000 gallons of
diesel fuel is sufficient for operation of two diesels for an additional
112 hours at the minimum engineered safeguards load.

The basis for a minimum volume of diesel fuel oil of 48,000 gallons
(i.e. 6634 usable gallons in each of the three DG fuel oil storage tanks and
29,000 gallons in the DG fuel oil reserve) is to provide for operation of the
minimum required engineered safeguards on emergency diesel power for a
period of at least 168 hours. If only two of the three DG fuel oil storage
tanks are available, the total remaining fuel oil in storage is sufficient to
provide for operation of two DGs with post accident loads for a period of at
least 139 hours. This volume of fuel oil is sufficient because commercial oil
supplies and trucking facilities exist to ensure fuel oil deliveries within one
day.

Note that the operators of Indian Point 2 are responsible for maintaining the
reserve that is designated for Indian Point 3 use only as specified in the
Indian Point 3 Technical Specifications at the location specified in the Indian
Point 3 UFSAR. The DG fuel oil designated for Indian Point 3 is subject to
the same sampling and testing requirements as the DG fuel oil designated
for Indian Point 2. Indian Point 2 is responsible for promptly informing Indian
Point 3 of the results of the periodic verification of DG fuel oil volume and the
results of required DG sampling and testing.
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BASES
BACKGROUND (Continued)

Each of the three DG fuel oil storage tanks is provided with a motor-driven
transfer pump mounted in a manhole opening above oil level. This pump is
used to transfer fuel oil from the storage tank to the 175 gallon day tank
supporting each DG. A decrease in day tank level to approximately
115 gallons (65%) will start the transfer pump in the corresponding DG fuel
oil storage tank and run until the day tank is at approximately 158 gallons
(90%). This process ensures that the day tank always contains sufficient
fuel to support approximately 53 minutes of DG operation. If pump 21 fails
to refill its associated day tank, transfer pump 22 will receive an automatic
starting signal as a backup to the primary pump. In a similar manner,
transfer pump 22 receives an automatic starting signal on low level in the
day tank for diesel 22 and is backed up by transfer pump 23. Transfer
pump 23 starts on low level in the day tank for diesel generator 23 and is
backed up by transfer pump 21.

If the DGs require fuel oil from the fuel oil reserve tank(s), the fuel oil will be
transported by truck to the DG fuel oil storage tanks. A truck with
appropriate hose connections and capable of transporting oil is available
either on site or at the Buchanan Substation. Commercial oil supplies and
trucking facilities are also available in the vicinity of the plant.

For proper operation of the standby DGs, it is necessary to ensure the
proper quality of the fuel oil. Regulatory Guide 1.137 (Ref. 2) addresses the
recommended fuel oil practices as supplemented by ANSI N195 (Ref. 4).
The fuel oil properties governed by these SRs are the water and sediment
content, the viscosity, specific gravity (or API gravity), and impurity level.
Requirements for DG fuel oil testing methodology, frequency, and
acceptance criteria are maintained in the program required by Technical
Specification 5.5.11, Diesel Fuel Oil Testing Program.

The DG lubrication system is designed to provide sufficient lubrication to
permit proper operation of its associated DG under all loading conditions.
The system is required to circulate the lube oil to the diesel engine working
surfaces and to remove excess heat generated by friction during operation.
Administrative controls ensure that the combination of the lube oil in the
engine oil sump and maintained in onsite storage is sufficient to support
7 days of continuous operation of all three DGs. This supply is sufficient to
allow operators to replenish the lube oil from offsite sources.

INDIAN POINT 2 B 3.8.3 - 2 Revision 0



Diesel Fuel Oil and Starting Air
B 3.8.3

BASES
BACKGROUND (continued)

Each emergency diesel is automatically started by two redundant air motors.
Each DG has a 53-ft3 air storage tank and compressor system powered by a
480-V motor. The piping and the electrical services are arranged so that
manual transfer between units is possible. The capability exists to
cross-connect a single DG air compressor to more than one DG air receiver,
via manual air tie valves. However, to ensure that the OPERABILITY of two
of the three DGs is maintained in the event of a single failure, administrative
controls are in-place to require an operator to be stationed within the DG
Building, whenever any of the starting air tie valves are opened. Each air
receiver has sufficient storage for four normal starts. However, all starting
air will be consumed during a failed start attempt.

APPLICABLE
SAFETY
ANALYSES

The initial conditions of Design Basis Accident (DBA) and transient analyses
in the UFSAR, Chapter 14 (Ref. 3), assume Engineered Safety Feature
(ESF) systems are OPERABLE. The DGs are designed to provide sufficient
capacity, capability, redundancy, and reliability to ensure the availability of
necessary power to ESF systems so that fuel, Reactor Coolant System and
containment design limits are not exceeded. These limits are discussed in
more detail in the Bases for Section 3.2, Power Distribution Limits;
Section 3.4, Reactor Coolant System (RCS); and Section 3.6, Containment
Systems.

Since diesel fuel oil and the air start subsystem support the operation of the
standby AC power sources, they satisfy Criterion 3 of 10 CFR 50.36(c)(2)(ii).

LCO The basis for a minimum volume of diesel fuel oil of 48,000 gallons
(i.e. 6334 usable gallons in each of the three DG fuel oil storage tanks and
29,000 gallons in the DG fuel oil reserve) is to provide for operation of the
minimum required engineered safeguards on emergency diesel power for a
period of at least 168 hours. If only two of the three DG fuel oil storage
tanks are available, the total remaining fuel oil in storage is sufficient to
provide for operation of two DGs with recirculation loads for a period of at
least 139 hours. It is also required to meet specific standards for quality.
This requirement, in conjunction with an ability to obtain replacement
supplies within 7 days, supports the availability of DGs required to shut down
the reactor and to maintain it in a safe condition for an anticipated
operational occurrence (AOO) or a postulated DBA with loss of offsite
power.
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B 3.8.3

BASES
LCO (Continued)

In MODES 5 and 6, LCO requirements for DG fuel oil are relaxed in
recognition that reduced DG loading required to respond to events in
MODES 5 and 6 significantly reduces the amount of fuel oil required in the
DG fuel oil storage tanks. Therefore, the LCO requires a total of 6334
gallons of fuel oil in the tanks associated with the DGs that are required to
be OPERABLE. This fuel may be stored in one tank associated with an
OPERABLE DG or proportioned between the tanks associated with
OPERABLE DGs. DG day tank fuel requirements, as well as transfer
capability from the storage tank to the day tank, are addressed in LCO 3.8.1,
"AC Sources - Operating," and LCO 3.8.2, "AC Sources - Shutdown."

The starting air system is required to have a minimum capacity for four
successive normal DG starts without recharging the air start receivers.

APPLICABILITY The AC sources (LCO 3.8.1 and LCO 3.8.2) are required to ensure the
availability of the required power to shut down the reactor and maintain it in
a safe shutdown condition after an AOO or a postulated DBA. Since stored
diesel fuel oil and the starting air subsystem support LCO 3.8.1 and
LCO 3.8.2, stored diesel fuel oil and starting air are required to be within
limits when the associated DG is required to be OPERABLE.

ACTIONS The ACTIONS Table is modified by a Note indicating that separate Condition
entry is allowed for each DG. This is acceptable, since the Required Actions
for each Condition provide appropriate compensatory actions for each
inoperable DG subsystem. Complying with the Required Actions for one
inoperable DG subsystem may allow for continued operation, and
subsequent inoperable DG subsystem(s) are governed by separate
Condition entry and application of associated Required Actions.

A.1

In this Condition, the requirements of SR 3.8.3.2.a are not met for one or
more DG fuel oil storage tanks. This means that replenishment of DG fuel
oil from the reserve storage tanks will be needed in less time than assumed
in the UFSAR (Ref. 1). Therefore, the DG(s) associated with the DG fuel oil
storage tank(s) not within limits must be declared inoperable within 2 hours
because replenishment of the DG fuel oil storage tank requires that fuel be
transported from the DG fuel oil reserve by truck and the volume of fuel oil
remaining in the DG fuel oil storage tank may not be sufficient to allow
continuous DG operation while the fuel transfer is planned and conducted
under accident conditions.

INDIAN POINT 2 B 3.8.3 - 4 Revision 0



Diesel Fuel Oil and Starting Air
B 3.8.3

BASES
ACTIONS (continued)

This Condition is preceded by a Note stating that Condition A is applicable
only in MODES 1, 2, 3 and 4. This Note provides recognition that reduced
DG loading required to respond to events in MODES 5 and 6 significantly
reduces the amount of fuel oil required in the DG fuel oil storage tanks when
in these MODES.

B.1

In this Condition, the requirements of SR 3.8.3.2.b are not met. With less
than the total required minimum fuel oil in one or more DG fuel oil storage
tanks, the two DGs required to be OPERABLE in MODES 5 and 6 and
during movement of recently irradiated fuel may not have sufficient fuel oil to
support continuous operation while a fuel transfer from the offsite DG fuel oil
reserve or from another offsite source is planned and conducted under
accident conditions.

This Condition requires that all DGs be declared inoperable immediately
because minimum fuel oil level requirements in SR 3.8.3.2.b is a Condition
of OPERABILITY of all DGs when in the specified MODES.

This Condition is preceded by a Note stating that Condition B is applicable
only in MODES 5 and 6. This Note provides recognition that reduced DG
loading required to respond to events in MODES 5 and 6 significantly
reduces the amount of fuel oil required in the DG fuel oil storage tanks when
in these MODES.

C.1

In this Condition, the requirements of SR 3.8.3.1 are not met and the fuel oil
remaining in the DG fuel oil reserve is not sufficient to operate 2 of the 3
DGs at minimum safeguards load for 7 days. Therefore, all 3 DGs are
declared inoperable within 2 hours.

This Condition is preceded by a Note stating that Condition C is applicable
only in MODES 1, 2, 3 and 4 because the DG fuel oil reserve is required to
be available only in these MODES. This Note provides recognition that
reduced DG loading required to respond to events in MODES 5 and 6 and
when moving irradiated fuel and, therefore, significantly reduces the amount
of fuel oil required when in these MODES.
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BASES
ACTIONS (continued)

D.1

This Condition is entered as a result of a failure to meet the acceptance
criterion for total particulate concentration of the fuel oil in the DG fuel oil
storage tanks and/or the DG fuel oil reserve storage tanks is not within the
allowable value in Technical Specification 5.5.11, Diesel Fuel Oil Testing
Program, during periodic verifications required by SR 3.8.3.3 and
SR 3.8.3.4. Normally, trending of particulate levels allows sufficient time to
correct high particulate levels prior to reaching the limit of acceptability.
Poor sample procedures (bottom sampling), contaminated sampling
equipment, and errors in laboratory analysis can produce failures that do not
follow a trend. Since the presence of particulates does not mean failure of
the fuel oil to burn properly in the diesel engine, and particulate
concentration is unlikely to change significantly between Surveillance
Frequency intervals, and proper engine performance has been recently
demonstrated (within 31 days), it is prudent to allow a brief period prior to
declaring the associated DG inoperable. The Completion Time to restore
particulate levels to within required limits is 7 days for DG fuel oil storage
tanks and 30 days for reserve storage tanks. These Completion Times allow
for further evaluation, resampling and re-analysis of the DG fuel oil and
recognize the time that may be required to restore parameters to within
limits.

This Condition is preceded by a Note that clarifies that this Condition applies
to the reserve fuel oil storage tanks only in MODES 1, 2, 3 and 4.

E.1

New fuel oil may be added to the DG fuel oil storage tanks or the reserve
storage tanks before results of samples of this new fuel oil are available. If
the properties of new fuel oil are determined not to be within the
requirements established by Technical Specification 5.5.11, "Diesel Fuel Oil
Testing Program," after the fuel oil has been added to the DG fuel oil storage
tanks or the reserve storage tanks, then the oil in the affected storage
tank(s) must be confirmed to be within the limits established by Technical
Specification 5.5.11. A Completion Time of 30 days is permitted to confirm
and/or restore the DG fuel oil storage tanks to within the limits of Technical
Specification 5.5.11. A Completion Time of 60 days is permitted to confirm
and/or restore the DG fuel oil reserve tanks to within the limits of Technical
Specification 5.5.1 1.
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Diesel Fuel Oil and Starting Air
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BASES
ACTIONS (continued)

This Condition is preceded by a Note that clarifies that this Condition applies
to the reserve fuel oil storage tanks only in MODES 1, 2, 3 and 4.

For the DG fuel oil storage tanks, this period provides sufficient time to test
the stored fuel oil to determine that the new fuel oil, when mixed with
previously stored fuel oil, remains acceptable, or to restore the stored fuel oil
properties. This restoration may involve feed and bleed procedures, filtering,
or combinations of these procedures. Even if a DG start and load was
required during this time interval and the fuel oil properties were outside
limits, there is a high likelihood that the DG would still be capable of
performing its intended function.

For the DG fuel oil reserve, the properties of the fuel oil in the offsite reserve
must be maintained within the limits established by Technical
Specification 5.5.11, Diesel Fuel Oil Testing Program, because fuel oil from
the offsite DG fuel oil reserve will be added to the DG fuel oil storage tanks
within the first 48 hours following an event in conjunction with a sustained
loss of offsite power. Failure to maintain the offsite DG fuel oil reserve within
these limits may adversely impact DG operation of all three DGs at some
point following addition of the reserves to the DG fuel oil storage tanks.
Therefore, if the offsite DG fuel oil reserve is not restored to within these
limits within the specified Completion Time, then all three DGs must be
declared inoperable (Required Action E.1 applies to all three DGs).

Restoration of properties to within required limits may be performed by
removing fuel or using the fuel in the gas turbine peaking units and replacing
it with fuel within required limits or by the methods described for the DG fuel
oil storage tank.

The Completion Time of 60 days for the restoration of fuel oil properties to
within limits is acceptable because the DG fuel oil storage tanks contain
sufficient fuel for a minimum of 48 hours DG operation at minimum
safeguards load. The Completion Time is acceptable because there is a
high likelihood that the DG would still be capable of meeting requirements
for starting and endurance even if fuel oil from the DG fuel oil reserve must
be added to the DG fuel oil tanks during the time interval the fuel oil
properties are outside specified limits. Additionally, P2 is located in an area
where compatible fuel oil is readily available.
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B 3.8.3

BASES
ACTIONS (continued)

F. 

With starting air receiver pressure < 250 psig, sufficient capacity for four
successive DG start attempts does not exist. However, as long as the
receiver pressure is 2 90 psig, there is adequate capacity for at least one
normal start, and the DG can be considered OPERABLE while the air
receiver pressure is restored to the required limit. A period of 48 hours is
considered sufficient to complete restoration to the required pressure prior to
declaring the DG inoperable. This period is acceptable based on the
remaining air start capacity, the fact that most DG starts are accomplished
on the first attempt, and the low probability of an event during this brief
period. Entry into Condition F is not required when air receiver pressure is
less than required limits while the DG is operating following a successful
start.

G.1

With a Required Action and associated Completion Time not met, or one or
more DG's fuel oil or starting air subsystem is not within limits for reasons
other than addressed by Conditions A through F, the associated DG may be
incapable of performing its intended function and must be immediately
declared inoperable.

SURVEILLANCE SR 3.8.3.1
REQUIREMENTS

This SR provides verification that there is an adequate inventory of fuel oil in
the DG fuel oil reserve to support 2 DGs at minimum safeguards load for
7 days assuming requirements for the DG fuel oil storage tanks and day
tanks are met. The 7 day duration with 2 of the 3 DGs at minimum
safeguards load is sufficient to place the unit in a safe shutdown condition
and to bring in replenishment fuel from a commercial source.

This SR is modified by a Note that requires this SR to be met only when in
MODES 1, 2, 3 or 4. The requirements for DG fuel oil are relaxed in
recognition that in MODES 5 and 6 the reduced DG loading required to
respond to events significantly reduces the amount of fuel oil required in the
DG fuel oil storage tanks.
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Diesel Fuel Oil and Starting Air
B 3.8.3

BASES
SURVEILLANCE REQUIREMENTS (continued)

The 24 hour Frequency is needed because the DG fuel oil reserve is stored
in fuel oil tanks that support the operation of gas turbine peaking units. This
warrants frequent verification that required offsite DG fuel oil reserve volume
is being maintained. Additionally, the DG fuel oil reserve includes oil
designated for the exclusive use of Indian Point 3 and the P3 UFSAR and
the P3 Technical Specifications require verification of the DG fuel oil reserve
every 24 hours.

SR 3.8.3.2

SR 3.8.3.2.a provides verification when in MODES 1, 2, 3, and 4, that there
is an adequate inventory of fuel oil in the DG fuel oil storage tanks to support
at least 73 hours of operation of minimum safeguards equipment when all
three DG fuel oil storage tanks are available or 45 hours of operation of
minimum safeguards equipment when any two of the DG fuel oil storage
tanks are available (Ref. 1). The 45 hour period of DG operation is sufficient
time for a fuel transfer (from the fuel oil reserve or an offsite source) to be
planned and conducted under accident conditions.

SR 3.8.3.2.b provides verification when in MODES 5 and 6 that the minimum
required fuel oil for operation in these MODES is available in one or more
DG fuel oil storage tanks. The minimum required volume of fuel oil takes into
account the reduced DG loading required to respond to events in MODES 5
and 6 is sufficient to support the two DGs required to be operable in
MODES 5 and 6 while a fuel transfer from the offsite DG fuel oil reserve or
from another offsite source is planned and conducted under accident
conditions.

This minimum volume required by SR 3.8.3.2.a and SR 3.8.3.2.b is the
usable volume and does not include allowances for fuel not usable due to
the fuel oil transfer pump cutoff switch (approximately 438 gallons).
Additionally, an allowance must be made for instrument accuracy depending
on the method used to determine tank volume. These adjustments must be
made for each tank for SR 3.8.3.2.b if the required volume is found in more
than one DG fuel oil storage tank.

The 31 day Frequency is adequate to ensure that a sufficient supply of fuel
oil is available, since low level alarms are provided and unit operators would
be aware of any large uses of fuel oil during this period.
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B 3.8.3

BASES
SURVEILLANCE REQUIREMENTS (continued)

SR 3.8.3.3 and SR 3.8.3.4

SR 3.8.3.3 requires that fuel oil properties of new and stored fuel oil in the
DG fuel oil storage tanks are tested and maintained in accordance with
Technical Specification 5.5.11, Diesel Fuel Oil Testing Program.'

SR 3.8.3.4 requires that fuel oil properties of new and stored fuel oil in the
reserve storage tank(s) are within limits specified in Technical Specification
5.5.11. SR 3.8.3.4 is modified by a Note that requires this SR to be met only
when in MODES 1, 2, 3 or 4 because the fuel oil in the reserve storage
tank(s) is required only when in those MODES.

These Surveillances verify that the properties of new and stored fuel oil meet
the acceptance criteria established by Technical Specification 5.5.11,
"Diesel Fuel Oil Testing Program." Sampling and testing requirements for
the performance of diesel fuel oil testing in accordance with applicable
ASTM Standards are specified in the administrative program developed to
ensure that Technical Specification 5.5.11 is met.

As required by Technical Specification 5.5.11, new fuel oil is sampled prior
to addition to the DG fuel oil storage tanks and stored fuel oil is periodically
sampled from the DG fuel oil storage tanks. Requirements and acceptance
criteria for fuel oil are divided into 3 parts as follows:

a) tests of the sample of new fuel and acceptance criteria that must be
met prior to adding the new fuel to the DG fuel oil storage tanks;

b) tests of the sample of new fuel that may be completed after the fuel is
added to the DG fuel oil storage tanks; and,

c) tests of the fuel oil stored in the DG fuel oil storage tanks.

These tests are a means of determining whether new fuel oil is of the
appropriate grade and has not been contaminated with substances that
would have an immediate, detrimental impact on diesel engine combustion.
If results from these tests are within acceptable limits, the fuel oil may be
added to the storage tanks without concern for contaminating the entire
volume of fuel oil in the storage tanks. These tests are to be conducted prior
to adding the new fuel to the storage tank(s), but in no case is the time
between receipt of new fuel and conducting the tests to exceed 31 days.
The tests, limits, and applicable ASTM Standards are performed in
accordance with the administrative program developed to ensure that
Technical Specification 5.5.11 is met.
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B 3.8.3

BASES
SURVEILLANCE REQUIREMENTS (continued)

Failure to meet any of the Specification 5.5.11 limits is cause for rejecting
the new fuel oil, but does not represent a failure to meet the LCO because
the fuel oil is not added to the storage tanks.

The tests of the sample of new fuel that may be completed after the fuel is
added to the DG fuel oil storage tanks must be completed within 31 days.
The fuel oil is analyzed to establish that the other properties of the fuel oil
meet the acceptance criteria of Technical Specification 5.5.11. The 31 day
period is acceptable because the fuel oil properties of interest, even if they
were not within stated limits, would not have an immediate effect on DG
operation. Failure to meet the specified acceptance criteria requires entry
into Condition D and restoration of the quality of the fuel oil in the DG fuel oil
storage tank within the associated Completion Time and explained in the
Bases for Condition D. This Surveillance ensures the availability of high
quality fuel oil for the DGs.

The periodic tests of the fuel oil stored in the DG fuel oil storage tanks verify
that the length of time or conditions of storage has not degraded the fuel in a
manner that could impact DG OPERABILITY. Fuel oil degradation during
long term storage shows up as an increase in particulate, due mostly to
oxidation. The presence of particulate does not mean the fuel oil will not
burn properly in a diesel engine. The particulate can cause fouling of filters
and fuel oil injection equipment, however, which can cause engine failure.

Particulate concentrations must meet the acceptance criteria of Technical
Specification 5.5.11. It is acceptable to obtain a field sample for subsequent
laboratory testing in lieu of field testing.

The Frequency of this test takes into consideration fuel oil degradation
trends that indicate that particulate concentration is unlikely to change
significantly between Frequency intervals.

SR 3.8.3.5

This Surveillance ensures that, without the aid of the refill compressor,
sufficient air start capacity for each DG is available. The system design
requirements provide for a minimum of four engine normal starts without
recharging. However, all starting air will be consumed during a failed start
attempt. The pressure specified in this SR is intended to reflect the lowest
value at which the four successful starts can be accomplished.
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Diesel Fuel Oil and Starting Air
B 3.8.3

BASES
SURVEILLANCE REQUIREMENTS (continued)

The 31 day Frequency takes into account the capacity, capability,
redundancy, and diversity of the AC sources and other indications available
in the control room, including alarms, to alert the operator to below normal
air start pressure.

SR 3.8.3.6

Microbiological fouling is a major cause of fuel oil degradation. There are
numerous bacteria that can grow in fuel oil and cause fouling, but all must
have a water environment in order to survive. Removal of water from the
fuel storage tanks once every 31 days eliminates the necessary environment
for bacterial survival. This is the most effective means of controlling
microbiological fouling. In addition, it eliminates the potential for water
entrainment in the fuel oil during DG operation. Water may come from any
of several sources, including condensation, ground water, rain water, and
contaminated fuel oil, and from breakdown of the fuel oil by bacteria.
Frequent checking for and removal of accumulated water minimizes fouling
and provides data regarding the watertight integrity of the fuel oil
system. The Surveillance Frequencies are consistent with Regulatory
Guide 1.137 (Ref. 2). This SR is for preventive maintenance. Unless the
volume of water is sufficient that it could impact DG OPERABILITY,
presence of water does not necessarily represent failure of this SR, provided
the accumulated water is removed within 7 days of performance of the
Surveillance.

REFERENCES 1. UFSAR, Section 8.2.

2. Regulatory Guide 1.137.

3. UFSAR, Chapter 14.

4. ANSI N195-1976, Appendix B.
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DC Sources - Operating
B 3.8.4

B 3.8 ELECTRICAL POWER SYSTEMS

B 3.8.4 DC Sources - Operating

BASES

BACKGROUND The station DC electrical power system provides the AC emergency power
system with control power. It also provides both motive and control power to
selected safety related equipment and preferred AC vital bus power (via
inverters). As required by 10 CFR 50, Appendix A, GDC 17 (Ref. 1), the DC
electrical power system is designed to have sufficient independence,
redundancy, and testability to perform its safety functions, assuming a single
failure. The DC electrical power system is consistent with the
recommendations of Regulatory Guide 1.6 (Ref. 2) and IEEE-308 (Ref. 3).

The 125 VDC power supplies consist of four separate systems, each having
its own battery, battery charger, and power panel. Each battery is fed from a
separate charger and each charger is fed from a separate AC power
panel. Under normal conditions, each battery charger supplies its DC loads,
while maintaining its associated battery at full charge. The battery provides
power to the DC loads when the battery charger is not available.

Each battery has been sized to carry its expected shutdown loads for a
period of 2 hours following a plant trip and a loss of all AC power. All
equipment supplied by the batteries are maintained operable with minimum
expected voltages at the battery terminals during the 2 hours. Each of the
four battery chargers has been sized to recharge its own discharged battery
within 15 hours while carrying its normal load.

Emergency diesel generators and all four 480 V switchgear buses are
safety-related and supply power to ESF systems and equipment. Therefore,
two independent sources of DC control power are provided for control of
480 V breakers, protective circuits and other devices. This is accomplished
by automatic transfer switches located near each switchgear. A transfer
from the preferred source to the alternate source occurs when the voltage of
the preferred source falls below a predetermined value (100 VDC), provided
the voltage of the alternate source is above a predetermined value
(112.5VDC). When the preferred source is restored to 112.5VDC or
higher, the transfer switch will transfer back to the preferred source. With
only one source energized, the transfer switch seeks the energized source.
A transfer will initiate an alarm. Thus, continuity of DC supply for the
protection and control of the ESF Switchgear is maintained in the event of a
loss of one DC source.
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BASES
BACKGROUND (continued)

The preferred and alternate sources of DC control power for the breakers
and DGs are:

Transfer Switch Associated Preferred Alternate Source
480 V Bus Source

EDD1 6A PPNL #24 PPNL #22
EDD2 2A PPNL #22 PPNL #24
EDD3 3A PPNL #23 PPNL#21
EDD4 5A PPNL#21 PPNL #23
EDD5 DG-21 PPNL #21 PPNL #23
EDD6 DG-22 PPNL #23 PPNL #22
EDD7 DG-23 PPNL #24 PPNL #22

The DC electrical power subsystems 21, 22, 23 and 24 also provide DC
electrical power to the static inverters which supply power to the 118 VAC
instrument buses. Each of the four DC electrical power subsystems
supports one of the four Reactor Protection System (RPS) Instrumentation
channels and one of the four Engineered Safety Features Actuation System
(ESFAS) Instrumentation channels. DC electrical power subsystems 21 and
22 each support one of the two trains of RPS Instrumentation actuation logic
and one of the two trains of ESFAS Instrumentation actuation logic.
Electrical distribution, including DC Sources, is described in the UFSAR
(Ref. 4).

During normal operation, the 125 VDC load is powered from the battery
chargers with the batteries floating on the system. In case of loss of normal
power to the battery charger, the DC load is automatically powered from the
station batteries.

The DC power distribution system is described in more detail in Bases for
LCO 3.8.9, "Distribution Systems - Operating," and LCO 3.8.10, "Distribution
Systems - Shutdown."

Each 125 VDC battery is separately housed in a ventilated room apart from
its charger and power panels. Each subsystem is separated electrically from
the other subsystem to ensure that a single failure in one subsystem does
not cause a failure in a redundant subsystem. There is no sharing between
redundant subsystems, such as batteries, battery chargers, or power panels.

Each battery has adequate storage capacity to meet the duty cycle(s)
discussed in the UFSAR, Chapter 8 (Ref 4). The battery is designed with
additional capacity above that required by the design duty cycle to allow for
temperature variations and other factors.
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BASES
BACKGROUND (continued)

The batteries are sized to produce required capacity at 80% of nameplate
rating, corresponding to warranted capacity at end of life cycles and the
100% design demand. The minimum design voltage limit is 105 V.

The battery cells are lead calcium construction with a nominal specific
gravity of 1.215. This specific gravity corresponds to an open circuit battery
voltage of approximately 125 V for a 58 cell battery (i.e., cell voltage of
2.15 volts per cell (Vpc)). The open circuit voltage is the voltage maintained
when there is no charging or discharging. Optimal long term performance
however, is obtained by maintaining a float voltage of approximately 2.20 to
2.25 Vpc. The nominal float voltage of 2.20 to 2.25 Vpc corresponds to a
total float voltage output of approximately 130 V for a 58 cell battery.

Each of the four DC electrical power subsystem battery chargers has ample
power output capacity for the steady state operation of connected loads
required during normal operation, while at the same time maintaining its
battery bank fully charged. Each battery charger also has sufficient excess
capacity to restore the battery from the design minimum charge to its fully
charged state within 15 hours while supplying normal steady state loads
discussed in the UFSAR, Chapter 8 (Ref. 4).

The battery charger is normally in the float-charge mode. Float-charge is the
condition in which the charger is supplying the connected loads and the
battery cells are receiving adequate current to optimally charge the battery.
This assures the internal losses of a battery are overcome and the battery is
maintained in a fully charged state.

When desired, the charger can be placed in the equalize mode. The
equalize mode is at a higher voltage than the float mode and charging
current is correspondingly higher. The battery charger is operated in the
equalize mode after a battery discharge or for routine maintenance.
Following a battery discharge, the battery recharge characteristic accepts
current at the current limit of the battery charger (if the discharge was
significant, e.g., following a battery service test) until the battery terminal
voltage approaches the charger voltage setpoint. Charging current then
reduces exponentially during the remainder of the recharge
cycle. Lead-calcium batteries have recharge efficiencies of greater than
95%, so once at least 105% of the ampere-hours discharged have been
returned, the battery capacity would be restored to the same condition as it
was prior to the discharge. This can be monitored by direct observation of
the exponentially decaying charging current or by evaluating the amp-hours
discharged from the battery and amp-hours returned to the battery.
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BASES

APPLICABLE
SAFETY
ANALYSES

The initial conditions of Design Basis Accident (DBA) and transient analyses
in the UFSAR, Chapter 14 (Ref. 5), assume that Engineered Safety Feature
(ESF) systems are OPERABLE. The DC electrical power system provides
normal and emergency DC electrical power for the DGs, emergency
auxiliaries, and control and switching during all MODES of operation.

The OPERABILITY of the DC sources is consistent with the initial
assumptions of the accident analyses and is based upon meeting the design
basis of the unit. This includes maintaining the DC sources OPERABLE
during accident conditions in the event of:

a. An assumed loss of all offsite AC power or all onsite AC power and

b. A worst-case single failure.

The DC sources satisfy Criterion 3 of 10 CFR 50.36(c)(2)(ii).

LCO This LCO requires the OPERABILITY of the following four DC electrical
power subsystems:

Battery 21 and associated Battery Charger;
Battery 22 and associated Battery Charger;
Battery 23 and associated Battery Charger; and
Battery 24 and associated Battery Charger.

In addition, the corresponding control equipment and interconnecting cabling
supplying power to the associated bus within the subsystem are required to
be OPERABLE to ensure the availability of the required power to shut down
the reactor and maintain it in a safe condition after an anticipated operational
occurrence (AOO) or a postulated DBA. Loss of any train DC electrical
power subsystem does not prevent the minimum safety function from being
performed (Ref. 4).

An OPERABLE DC electrical power subsystem requires the battery and
respective charger to be operating and connected to the associated DC bus.

APPLICABILITY The DC electrical power sources are required to be OPERABLE in
MODES 1, 2, 3, and 4 to ensure safe unit operation and to ensure that:

a. Acceptable fuel design limits and reactor coolant pressure boundary
limits are not exceeded as a result of AOOs or abnormal transients
and
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b. Adequate core cooling is provided, and containment integrity and other
vital functions are maintained in the event of a postulated DBA.

The DC electrical power requirements for MODES 5 and 6 are addressed in
the Bases for LCO 3.8.5, "DC Sources - Shutdown."

ACTIONS A.1. A.2.1, A.2.2 and A.2.3

Condition A applies when one battery charger is inoperable and the plant is
not in Condition B for any other battery and/or charger.

Condition A represents one subsystem with one battery charger inoperable
(e.g., the voltage limit of SR 3.8.4.1 is not maintained). Required Action A.1,
which requires immediate entry into Condition B, is intended to allow an
inoperable battery charger to be treated as if the DC subsystem (i.e., both
the battery and charger) is inoperable. This action is appropriate if it is not
expected battery float voltage can be re-established within two hours.
Additionally, the option of treating an inoperable battery charger as an
inoperable DC subsystem is maintained if Required Actions associated with
Condition B are met within the required Completion Time measured from the
initial determination that the battery charger is inoperable.

Required Actions A.2.1, A.2.2 and A.2.3 provide a tiered response that
focuses on returning the battery to the fully charged state and restoring a
fully qualified charger to OPERABLE status in a reasonable time period.
Required Action A.2.1 requires that the battery terminal voltage be restored
to greater than or equal to the minimum established float voltage within
2 hours. This time provides for returning the inoperable charger to
OPERABLE status or providing an alternate means of restoring battery
terminal voltage to greater than or equal to the minimum established float
voltage. Restoring the battery terminal voltage to greater than or equal to
the minimum established float voltage provides good assurance that battery
float current will be restored to within the limits of SR 3.8.6.1 within 12 hours
as specified in Required Action A.2.2. Required Action A.2.2, performing
SR 3.8.6.1 every 12 hours, ensures that the battery is OPERABLE and
remains OPERABLE during the time that the charger is inoperable.
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Required Action A.2.3 limits the restoration time for the inoperable battery
charger to 7 days. This action is applicable if an alternate means of
restoring battery terminal voltage to greater than or equal to the minimum
established float voltage has been used (e.g., balance of plant non-Class 1 E
battery charger). The 7 day Completion Time reflects a reasonable time to
effect restoration of the qualified battery charger to OPERABLE status.

B.1.1. B.1.2, B.2 and B.3

Condition B applies when one subsystem's battery and/or charger is
inoperable and the plant is not in Condition A for an inoperable battery
charger in any other DC electrical power subsystem.

Each DC electrical power subsystem supplies DC control power for the
associated 480 V ESF switchgear and an associated DG and supplies a
static inverter associated with one of the four 118 VAC instrument buses.
However, if any of the four DC electrical power subsystems (i.e., battery
and/or charger) fail to maintain the associated DC power panel above the
required voltage, the P2 design provides for the automatic transfer of both
DC control power and the vital instrument bus to an alternate source of
power.

When a DC electrical power subsystem is inoperable for reasons other than
Condition A or if the election is made to enter Condition B for an inoperable
battery charger, Required Actions B.1.1 and B.1.2, require verification by
administrative means that DC control power supplied by the inoperable
battery and/or charger is either being supplied by the alternate source or that
the automatic transfer switch that will cause the transfer to the alternate
source is OPERABLE. Additionally, Required Action B.2 requires
verification that inverters associated with all other DC electrical power
subsystems are OPERABLE. This ensures that requirements in LCO 3.8.7,
"Inverters - Operating," are met if the inoperable battery and/or changer
have caused the associated static inverter to transfer to an alternate source.
This Required Action also recognizes there is increased potential that the
static inverter will transfer to the alternate source during an accident or
transient. The 2 hour Completion Time is based on Regulatory Guide 1.93
(Ref. 6) and reflects a reasonable time to assess unit status as a function of
the inoperable DC electrical power subsystem and, if alternate sources of
power for DC control power and the static inverter are not available, to
initiate an orderly and safe unit shutdown. Required Action B.3 requires that
an inoperable subsystem (i.e. battery and/or charger) be restored within
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24 hours. A Completion Time of 24 hours for restoration of an inoperable
DC electrical power subsystem is justified by the availability of alternate
sources of control power for equipment supported by the inoperable battery
and/or charger. Additionally, Completion Time of 24 hours is consistent with
the allowable out of service time for RPS and ESFAS Instrumentation
actuation logic trains in LCO 3.3.1, "Reactor Protection System (RPS)
Instrumentation," and LCO 3.3.2, "Engineered Safety Feature Actuation
System (ESFAS) Instrumentation."

C.1 and C.2

If an alternate source of power for the inoperable battery and/or charger are
not available or the inoperable DC electrical power subsystem cannot be
restored to OPERABLE status within the required Completion Time, the unit
must be brought to a MODE in which the LCO does not apply. To achieve
this status, the unit must be brought to at least MODE 3 within 6 hours and
to MODE 5 within 36 hours. The allowed Completion Times are reasonable,
based on operating experience, to reach the required unit conditions from
full power conditions in an orderly manner and without challenging plant
systems. The Completion Time to bring the unit to MODE 5 is consistent
with the time required in Regulatory Guide 1.93 (Ref. 6).

SURVEILLANCE SR 3.8.4.1
REQUIREMENTS

Verifying battery terminal voltage while on float charge for the batteries helps
to ensure the effectiveness of the battery chargers, which support the ability
of the batteries to perform their intended function. Float charge is the
condition in which the charger is supplying the continuous charge required to
overcome the internal losses of a battery and maintain the battery in a fully
charged state while supplying the continuous steady state loads of the
associated DC subsystem. On float charge, battery cells will receive
adequate current to optimally charge the battery. The voltage requirements
are based on the nominal design voltage of the battery and are consistent
with the minimum float voltage established by the battery manufacturer (2.20
to 2.25 Vpc or at least 127.6 volts (2.20 Vpc x 58 cells) at the battery
terminals). This voltage maintains the battery plates in a condition that
supports maintaining battery life (expected to be approximately
20 years). The 7 day Frequency is consistent with recommendations in
IEEE-450 (Ref. 7).
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SR 3.8.4.2

This SR verifies the design capacity of the battery chargers. This SR
provides two options. One option requires that each battery charger be
capable of supplying 250 amps at the minimum established float voltage for
2 hours. The ampere requirements are based on the output rating of the
chargers. The voltage requirements are based on the charger voltage level
after a response to a loss of AC power. The time period is sufficient for the
charger temperature to have stabilized.

The other option requires that each battery charger be capable of recharging
the battery after a service test coincident with supplying the normal steady
state load as described in Reference 4. This level of loading may not be
available following the battery service test and may need to be
supplemented with additional loads. The duration for this test may be longer
than the charger sizing criteria since the battery recharge is affected by float
voltage, temperature, and the exponential decay in charging current. The
battery is recharged when the measured charging current meets the
requirements of SR 3.8.6.1.

The Surveillance Frequency is acceptable, given the unit conditions required
to perform the test and the other administrative controls that exist to ensure
adequate charger performance during the 24 month interval. In addition, this
Frequency is intended to be consistent with expected fuel cycle lengths.

SR 3.8.4.3

A battery service test is a special test of the battery capability, as found, to
satisfy the design requirements (battery duty cycle) of the DC electrical
power system. The discharge rate and test length should correspond to the
design duty cycle requirements as specified in Reference 4. The program
established by Technical Specification 5.5.15, "Battery Monitoring and
Maintenance Program," establishes specific requirements for this SR.

The Surveillance Frequency of 24 months is consistent with the
recommendations of Regulatory Guide 1.32 (Ref. 8) and Regulatory
Guide 1.129 (Ref. 9), which state that the battery service test should be
performed during refueling operations, or at some other outage.

This SR is modified by two Notes. Note 1 allows the performance of a
modified performance discharge test in lieu of a service test.
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The reason for Note 2 is that performing the Surveillance would perturb the
electrical distribution system and challenge safety systems. This restriction
from normally performing the Surveillance in MODE 1 or 2 is further
amplified to allow portions of the Surveillance to be performed for the
purpose of reestablishing OPERABILITY (e.g. post work testing following
corrective maintenance, corrective modification, deficient or incomplete
surveillance testing, and other unanticipated OPERABILITY concerns)
provided an assessment determines plant safety is maintained or enhanced.
This assessment shall, as a minimum, consider the potential outcomes and
transients associated with a failed partial Surveillance, a successful partial
Surveillance, and a perturbation of the offsite or onsite system when they are
tied together or operated independently for the partial Surveillance; as well
as the operator procedures available to cope with these outcomes. These
shall be measured against the avoided risk of a plant shutdown and startup
to determine that plant safety is maintained or enhanced when portions of
the Surveillance are performed in MODE 1 or 2. Risk insights or
deterministic methods may be used for the assessment.

SR 3.8.4.4

This SR verifies that the alternate source of DC control power will be
connected immediately if the required battery and/or charger does not
maintain the associated DC power panel above the required minimum
voltage needed to support DC control power. This SR also confirms that DC
control power will transfer back to the preferred source when preferred
source voltage is restored. Specifically, the DC control powertransfer switch
will function as follows:

a. Transfers from the preferred source to the alternate source when the
preferred source is < 100 VDC and the alternate source
> 112.5 VDC; and

b. Transfers from the alternate source to the preferred source when the
preferred source is > 112.5 VDC.

OPERABILITY of this feature is needed only to justify a 24 hour Completion
Time for restoration of an inoperable battery and/or charger. Therefore, this
SR is modified by a NOTE that this SR is not required to be met unless
needed to satisfy requirements of Required Action B.1.2 when a battery
and/or charger is inoperable.
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B 3.8.5 DC Sources - Shutdown

BASES

BACKGROUND A description of the DC sources is provided in the Bases for LCO 3.8.4, "DC
Sources - Operating."

APPLICABLE The initial conditions of Design Basis Accident and transient analyses in the
SAFETY UFSAR, Chapter 14 (Ref. 1), assume that Engineered Safety Feature
ANALYSES systems are OPERABLE. The DC electrical power system provides normal

and emergency DC electrical power for the diesel generators and control
and switching during all MODES of operation.

The OPERABILITY of the DC subsystems is consistent with the initial
assumptions of the accident analyses and the requirements for the
supported systems' OPERABILITY.

The OPERABILITY of the minimum DC electrical power sources during
MODES 5 and 6 and during movement of recently irradiated fuel assemblies
ensures that:

a. The unit can be maintained in the shutdown or refueling condition for
extended periods,

b. Sufficient instrumentation and control capability is available for
monitoring and maintaining the unit status, and

c. Adequate DC electrical power is provided to mitigate events postulated
during shutdown, such as a fuel handling accident involving handling
recently irradiated fuel. Due to radioactive decay, DC electrical power
is only required to mitigate fuel handling accidents involving handling
recently irradiated fuel (i.e., fuel that has occupied part of a critical
reactor core within the previous 100 hours (Ref. 2)).

In general, when the unit is shut down, the Technical Specifications
requirements ensure that the unit has the capability to mitigate the
consequences of postulated accidents. However, assuming a single failure
and concurrent loss of all offsite or all onsite power is not required. The
rationale for this is based on the fact that many Design Basis Accidents
(DBAs) that are analyzed in MODES 1, 2, 3, and 4 have no specific analyses
in MODES 5 and 6 because the energy contained within the reactor
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pressure boundary, reactor coolant temperature and pressure, and the
corresponding stresses result in the probabilities of occurrence being
significantly reduced or eliminated, and in minimal consequences. These
deviations from DBA analysis assumptions and design requirements during
shutdown conditions are allowed by the LCO for required systems.

The shutdown Technical Specification requirements are designed to ensure
that the unit has the capability to mitigate the consequences of certain
postulated accidents. Worst case Design Basis Accidents which are
analyzed for operating MODES are generally viewed not to be a significant
concern during shutdown MODES due to the lower energies involved. The
Technical specifications therefore require a lesser complement of electrical
equipment to be available during shutdown than is required during operating
MODES. More recent work completed on the potential risks associated with
shutdown, however, have found significant risk associated with certain
shutdown evolutions. As a result, in addition to the requirements established
in the Technical Specifications, the industry has adopted NUMARC 91-06,
"Guidelines for Industry Actions to Assess Shutdown Management," as an
industry initiative to manage shutdown tasks and associated electrical
support to maintain risk at an acceptable low level. This may require the
availability of additional equipment beyond that required by the shutdown
Technical Specifications.

The DC sources satisfy Criterion 3 of 10 CFR 50.36(c)(2)(ii).

LCO The DC electrical power subsystems, each required subsystem consisting of
one battery, one battery charger per battery, and the corresponding control
equipment and interconnecting cabling within the train, are required to be
OPERABLE to support required trains of the distribution systems required
OPERABLE by LCO 3.8.10, "Distribution Systems - Shutdown." This
ensures the availability of sufficient DC electrical power sources to operate
the unit in a safe manner and to mitigate the consequences of postulated
events during shutdown (e.g., fuel handling accidents involving handling
recently irradiated fuel). DC subsystems may be cross connected in
MODES 5 and 6.

APPLICABILITY The DC electrical power sources required to be OPERABLE in MODES 5
and 6, and during movement of recently irradiated fuel assemblies, provide
assurance that:
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a. Required features to provide adequate coolant inventory makeup are
available for the irradiated fuel assemblies in the core,

b. Required features needed to mitigate a fuel handling accident involving
handling recently irradiated fuel (i.e., fuel that has occupied part of a
critical reactor core within the previous 100 hours (Ref. 2)) are
available,

c. Required features necessary to mitigate the effects of events that can
lead to core damage during shutdown are available, and

d. Instrumentation and control capability is available for monitoring and
maintaining the unit in a cold shutdown condition or refueling condition.

The DC electrical power requirements for MODES 1, 2, 3, and 4 are covered
in LCO 3.8.4.

ACTIONS LCO 3.0.3 is not applicable while in MODE 5 or 6. However, since irradiated
fuel assembly movement can occur in MODE 1, 2, 3, or 4, the ACTIONS
have been modified by a Note stating that LCO 3.0.3 is not applicable. If
moving irradiated fuel assemblies while in MODE 5 or 6, LCO 3.0.3 would
not specify any action. If moving irradiated fuel assemblies while in MODE
1, 2, 3, or 4, the fuel movement is independent of reactor operations.
Entering LCO 3.0.3, while in MODE 1, 2, 3, or 4 would require the unit to be
shutdown unnecessarily.

A.1, A.2.1, A.2.2, A.2.3, and A.2.4

If one or more DC electrical power subsystems are required by LCO 3.8.10
and one becomes inoperable, the remaining DC power available may be
capable of supporting sufficient systems to allow continuation of CORE
ALTERATIONS and fuel movement involving handling recently irradiated
fuel. By allowing the option to declare required features inoperable with the
associated DC power source(s) inoperable, appropriate restrictions will be
implemented in accordance with the affected required features
LCO ACTIONS. In many instances this option may involve undesired
administrative efforts. Therefore, the allowance for sufficiently conservative
actions is made (i.e., to suspend CORE ALTERATIONS, movement of
recently irradiated fuel assemblies, and operations involving positive
reactivity additions) that could result in failure to meet the minimum SDM or
boron concentration limit is required to assure continued safe operation.
Introduction of coolant inventory must be from sources that have a boron
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concentration greater than what would be required in the RCS for minimum
SDM or refueling boron concentration. This may result in an overall
reduction in RCS boron concentration, but provides acceptable margin to
maintaining subcritical operation. Introduction of temperature changes
including temperature increases when operating with a positive MTC must
also be evaluated to ensure they do not result in a loss of required SDM.

Suspension of these activities shall not preclude completion of actions to
establish a safe conservative condition. These actions minimize probability
of the occurrence of postulated events. It is further required to immediately
initiate action to restore the required DC electrical power subsystems and to
continue this action until restoration is accomplished in order to provide the
necessary DC electrical power to the unit safety systems.

The Completion Time of immediately is consistent with the required times for
actions requiring prompt attention. The restoration of the required DC
electrical power subsystems should be completed as quickly as possible in
order to minimize the time during which the unit safety systems may be
without sufficient power.

SURVEILLANCE SR 3.8.5.1
REQUIREMENTS

SR 3.8.5.1 requires performance of all Surveillances required by SR 3.8.4.1
through SR 3.8.4.3. Therefore, see the corresponding Bases for LCO 3.8.4
for a discussion of each SR.

This SR is modified by a Note. The reason for the Note is to preclude
requiring the OPERABLE DC sources from being discharged below their
capability to provide the required power supply or otherwise rendered
inoperable during the performance of SRs. It is the intent that these SRs
must still be capable of being met, but actual performance is not required.

REFERENCES 1. UFSAR, Chapter 14.

2. Safety Evaluation by the Office of Nuclear Reactor Regulation
Related to Amendment No. 211 to Facility Operating License
No. DPR-26, July 27, 2000.
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B 3.8.6 Battery Parameters

BASES

BACKGROUND This LCO delineates the limits on battery float current as well as electrolyte
temperature, level, and float voltage for the DC power subsystem batteries.
A discussion of these batteries and their OPERABILITY requirements is
provided in the Bases for LCO 3.8.4, "DC Sources - Operating," and
LCO 3.8.5, "DC Sources - Shutdown." In addition to the limitations of this
Technical Specification, the P2 Battery Monitoring and Maintenance
Program also implements a program specified in Technical Specification
5.5.15 for monitoring various battery parameters that is based on the
recommendations of IEEE Standard 450-1995, "IEEE Recommended
Practice For Maintenance, Testing, And Replacement Of Vented Lead-Acid
Batteries For Stationary Applications" (Ref. 3).

The battery cells are lead calcium construction with a nominal specific
gravity of 1.215. This specific gravity corresponds to an open circuit battery
voltage of approximately 120 V for 58 cell battery (i.e., cell voltage of
2.06 volts per cell (Vpc)). The open circuit voltage is the voltage maintained
when there is no charging or discharging. Optimal long term performance
however, is obtained by maintaining a float voltage of approximately 2.20 to
2.25 Vpc. The nominal float voltage of between 2.20 and 2.25 Vpc
corresponds to a total float voltage output of at least 127.6 V for a 58 cell
battery.

APPLICABLE
SAFETY
ANALYSES

The initial conditions of Design Basis Accident (DBA) and transient analyses
in the UFSAR, Chapter 8 (Ref. 1) and Chapter 14 (Ref. 2), assume
Engineered Safety Feature systems are OPERABLE. The DC electrical
power system provides normal and emergency DC electrical power for the
DGs, emergency auxiliaries, and control and switching during all MODES of
operation.

The OPERABILITY of the DC subsystems is consistent with the initial
assumptions of the accident analyses and is based upon meeting the design
basis of the unit. This includes maintaining at least three trains of DC
sources OPERABLE during accident conditions, in the event of:

a. An assumed loss of all offsite AC power or all onsite AC power and

b. A worst-case single failure.
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Battery parameters satisfy Criterion 3 of 10 CFR 50.36(c)(2)(ii).

LCO Battery parameters must remain within acceptable limits to ensure
availability of the required DC power to shut down the reactor and maintain it
in a safe condition after an anticipated operational occurrence or a
postulated DBA. Battery parameter limits are conservatively established,
allowing continued DC electrical system function even with limits not met.
Additional preventative maintenance, testing, and monitoring performed in
accordance with the P2 Battery Monitoring and Maintenance Program is
conducted as specified in Specification 5.5.15.

APPLICABILITY The battery parameters are required solely for the support of the associated
DC electrical power subsystems. Therefore, battery parameter limits are
only required when the DC power source is required to be OPERABLE.
Refer to the Applicability discussion in Bases for LCO 3.8.4 and LCO 3.8.5.

ACTIONS A.1, A.2, and A.3

With one or more cells in a battery < 2.07 V, the battery is degraded. Within
2 hours verification of the required battery charger OPERABILITY is made
by monitoring the battery terminal voltage (SR 3.8.4.1) and of the overall
battery state of charge by monitoring the battery float charge current
(SR 3.8.6.1). This assures that there is still sufficient battery capacity to
perform the intended function. Therefore, the affected battery is not required
to be considered inoperable solely as a result of one or more cells in one or
more batteries < 2.07 V, and continued operation is permitted for a limited
period up to 24 hours.

Since the Required Actions only specify "perform," a failure of SR 3.8.4.1 or
SR 3.8.6.1 acceptance criteria does not result in this Required Action not
being met. However, if one of the SRs is failed, then the appropriate
Condition(s) are entered depending on the cause of the failures. If
SR 3.8.6.1 is failed then Condition F may be applicable.
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B.1 and B.2

One battery with float current not within the limits of SR 3.8.6.1 indicates that
a partial discharge of the battery capacity has occurred. This may be due to
a temporary loss of a battery charger or possibly due to one or more battery
cells in a low voltage condition reflecting some loss of capacity. Within
2 hours, Required Action B.1 requires verification of the required battery
charger OPERABILITY by monitoring the battery terminal voltage using
SR 3.8.4.1. If the terminal voltage is found to be less than the minimum
established float voltage there are two possibilities, the battery charger is
inoperable or is operating in the current limit mode. LCO 3.8.4, Condition A,
addresses charger inoperability. If the charger is operating but still in the
current limit mode after 2 hours, that is an indication that the battery has
been substantially discharged and likely cannot perform its required design
functions. The time to return the battery to its fully charged condition in this
case is a function of the battery charger capacity, the amount of loads on the
associated DC system, the amount of the previous discharge, and the
recharge characteristic of the battery. If the battery cannot be recharged
within 12 hours (Required Action B.2), then battery must be declared
inoperable (Required Action F.1).

If the float voltage is found to be satisfactory but there are one or more
battery cells with float voltage less than 2.07 V, then Condition F is
applicable and the battery must be declared inoperable immediately. If float
voltage is satisfactory and there are no cells less than 2.07 V, there is good
assurance that, within 12 hours, the battery will be restored to its fully
charged condition (Required Action B.2) from any discharge that might have
occurred due to a temporary loss of the battery charger.

A discharged battery with float voltage (the charger setpoint) across its
terminals indicates that the battery is on the exponential charging current
portion (the second part) of its recharge cycle. The time to return a battery
to its fully charged state under this condition is simply a function of the
amount of the previous discharge and the recharge characteristic of the
battery. Thus there is good assurance of fully recharging the battery within
12 hours, avoiding a premature shutdown with its own attendant risk.

If the condition is due to one or more cells in a low voltage condition but still
greater than 2.07 V and float voltage is found to be satisfactory, this is not
indication of a substantially discharged battery and 12 hours is a reasonable
time prior to declaring the battery inoperable.
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Since Required Action B.1 only specifies "perform," a failure of SR 3.8.4.1
acceptance criteria does not result in the Required Action not being met.
However, if SR 3.8.4.1 is failed, then LCO 3.8.4, Condtion A, may be
applicable.

C.1. C.2. and C.3

With one battery with one or more cells electrolyte level above the top of the
plates, but below the minimum established design limits, the battery still
retains sufficient capacity to perform the intended function. Therefore, the
affected battery is not required to be considered inoperable solely as a result
of electrolyte level not met. Required Action C.3 requires that the minimum
established design limits for electrolyte level be re-established within
31 days.

With electrolyte level below the top of the plates, there is a potential for
dryout and plate degradation. Required Actions C.1 and C.2 address this
condition and are only applicable if electrolyte level is below the top of the
plates. If the level is below the top of the plates, Required Action C.1
requires that level is required to be restored to above the top of the plates
within 8 hours and Required Action C.2 requires that a visual inspection
verify that there is no leakage from the battery.

Note that the program required by Technical Specification 5.5.15 may
establish additional requirements from IEEE Standard 450-1995 (Ref. 3) for
recovery from Condition A (e.g., Annex D Reference 3 could require an
equalizing charge and testing in accordance with manufacturer's
recommendation following the restoration of the electrolyte level to above
the top of the plates).

D.1

With one battery with pilot cell temperature less than the minimum
established design limits, 12 hours is allowed to restore the temperature to
within limits before the battery must be declared inoperable. A battery
temperature below the design minimum results in a battery capacity less
than assumed in the battery sizing calculation. This Condition is acceptable
for 12 hours because the Condition is limited to one DC subsystem and the
battery remains functional although with reduced capacity.
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E.1

With more than one battery with battery parameters (i.e., temperature or
level) not within limits, a degraded condition exists on more than one DC
subsystem. In this Condition, there is not sufficient assurance that battery
capacity has not been affected to the degree that the batteries can still
perform their required function. This could result in a total loss of function on
multiple systems that rely upon the batteries. Therefore, the longer
Completion Times specified for restoration of battery parameters on single
battery are not appropriate. Required Action E.1 requires that battery
parameters for all but one battery be restored to within limits within 2 hours.

F.1

If the Required Actions and Completion Times for Condition A, B, C, D or E
are not met, the battery is inoperable and the Conditions and Required
Actions of LCO 3.8.4, "DC Sources - Operating," or LCO 3.8.5, "DC Sources
- Shutdown," are applicable.

If a battery has one or more cells with float voltage less than the specified
minimum, the battery capacity may not be sufficient to perform the intended
functions. Therefore, the battery must be declared inoperable immediately
and the Conditions and Required Actions of LCO 3.8.4 or LCO 3.8.5 are
applicable.

SURVEILLANCE SR 3.8.6.1
REQUIREMENTS

Verifying battery float current while on float charge is used to determine the
state of charge of the battery. Float charge is the condition in which the
charger is supplying the continuous charge required to overcome the internal
losses of a battery and maintain the battery in a charged state. The float
current requirements are based on the float current indicative of a charged
battery. Use of float current to determine the state of charge of the battery is
consistent with IEEE-450 (Ref. 3). The 7 day Frequency is consistent with
IEEE-450 (Ref. 3).
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SURVEILLANCE REQUIREMENTS (continued)

This SR is modified by a Note that states the float current requirement is not
required to be met when battery terminal voltage is less than the minimum
established float voltage of SR 3.8.4.1. If this float voltage is not maintained,
then the Required Actions of LCO 3.8.4 Condition A are taken to provide the
necessary and appropriate verifications of the battery condition.
Furthermore, the float current limit is established based on the nominal float
voltage value and is not directly applicable when this voltage is not
maintained.

SR 3.8.6.2 and SR 3.8.6.5

Optimal long term battery performance is obtained by maintaining a float
voltage greater than or equal to the minimum established design limits
provided by the battery manufacturer, which corresponds to at least 127.6 V
at the battery terminals, or 2.20 Vpc. This provides adequate over-potential,
which limits self discharge, which could eventually render the battery
inoperable. Float voltages in this range or less, but greater than 2.07 Vpc,
are addressed in Specification 5.5.15. SRs 3.8.6.1 and 3.8.6.4 require
verification that the cell float voltages are equal to or greater than the short
term absolute minimum voltage of 2.07 V. The Frequency for cell voltage
verification every 31 days for pilot cell and 92 days for each connected cell is
consistent with IEEE-450 (Ref. 3).

SR 3.8.6.3

The limit specified for electrolyte level ensures that the plates suffer no
physical damage and maintains adequate electron transfer capability. The
Frequency is consistent with IEEE-450 (Ref. 3).

SR 3.8.6.4

This Surveillance verifies that the pilot cell temperature is greater than or
equal to the minimum established design limit (i.e., 590F). Pilot cell
electrolyte temperature is maintained above this temperature to assure the
battery can provided the required current and voltage to meet the design
requirements. Temperatures lower than assumed in battery sizing
calculations act to inhibit or reduce battery capacity. The Frequency is
consistent with IEEE-450 (Ref. 3).
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SR 3.8.6.6

A battery performance discharge test is a test of constant current capacity of
a battery, normally done in the as found condition, after having been in
service, to detect any change in the capacity determined by the acceptance
test. The test is intended to determine overall battery degradation due to
age and usage.

Either the battery performance discharge test or the modified performance
discharge test is acceptable for satisfying SR 3.8.6.5; however, only the
modified performance discharge test may be used to satisfy the battery
service test requirements of SR 3.8.4.3.

A modified discharge test is a test of the battery capacity and its ability to
provide a high rate, short duration load (usually the highest rate of the duty
cycle). This will often confirm the battery's ability to meet the critical period
of the load duty cycle, in addition to determining its percentage of rated
capacity. Initial conditions for the modified performance discharge test
should be identical to those specified for a service test.

It may consist of just two rates; for instance the one minute rate for the
battery or the largest current load of the duty cycle, followed by the test rate
employed for the performance test, both of which envelope the duty cycle of
the service test. Since the ampere-hours removed by a one minute
discharge represents a very small portion of the battery capacity, the test
rate can be changed to that for the performance test without compromising
the results of the performance discharge test. The battery terminal voltage
for the modified performance discharge test must remain above the
minimum battery terminal voltage specified in the battery service test for the
duration of time equal to that of the service test.

The acceptance criteria for this Surveillance are consistent with IEEE-450
(Ref. 3) and IEEE-485 (Ref. 4). These references recommend that the
battery be replaced if its capacity is below 80% of the manufacturer's rating.
A capacity of 80% shows that the battery rate of deterioration is increasing,
even if there is ample capacity to meet the load requirements. Furthermore,
the battery is sized to meet the assumed duty cycle loads when the battery
design capacity reaches this 80% limit.
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The Surveillance Frequency for this test is normally 60 months. If the
battery shows degradation, or if the battery has reached 85% of its expected
life and capacity is < 100% of the manufacturer's rating, the Surveillance
Frequency is reduced to 12 months. However, if the battery shows no
degradation but has reached 85% of its expected life, the Surveillance
Frequency is only reduced to 24 months for batteries that retain capacity
> 100% of the manufacturer's ratings. Degradation is indicated, according to
IEEE-450 (Ref. 3), when the battery capacity drops by more than 10%
relative to its capacity on the previous performance test or when it is 2 10%
below the manufacturer's rating. These Frequencies are consistent with the
recommendations in IEEE-450 (Ref. 3).

This SR is modified by a Note. The reason for the Note is that performing
the Surveillance would perturb the electrical distribution system and
challenge safety systems. This restriction from normally performing the
Surveillance in MODE 1 or 2 is further amplified to allow portions of the
Surveillance to be performed for the purpose of reestablishing
OPERABILITY (e.g. post work testing following corrective maintenance,
corrective modification, deficient or incomplete surveillance testing, and
other unanticipated OPERABILITY concerns) provided an assessment
determines plant safety is maintained or enhanced. This assessment shall,
as a minimum, consider the potential outcomes and transients associated
with a failed partial Surveillance, a successful partial Surveillance, and a
perturbation of the offsite or onsite system when they are tied together or
operated independently for the partial Surveillance; as well as the operator
procedures available to cope with these outcomes. These shall be
measured against the avoided risk of a plant shutdown and startup to
determine that plant safety is maintained or enhanced when portions of the
Surveillance are performed in MODE 1 or 2. Risk insights or deterministic
methods may be used for the assessment.

REFERENCES 1. UFSAR, Chapter 8.

2. UFSAR, Chapter 14.

3. IEEE-450-1995.

4. IEEE-485-1983, June 1983
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B 3.8.7 Inverters - Operating

BASES

BACKGROUND The inverters are the preferred source of power for the 118 VAC instrument
buses because of the stability and reliability they achieve. The function of
the inverter is to provide AC electrical power to the 118 VAC instrument
buses. Each inverter receives power from a different DC Power Panel. The
station battery provides an uninterruptible power source for the
instrumentation and controls for the Reactor Protection System (RPS) and
the Engineered Safety Feature Actuation System (ESFAS). Specific details
on inverters and their operating characteristics are found in the UFSAR,
Chapter 8 (Ref. 1).

In addition to the normal DC power source for the inverter, each inverter has
an associated step-down transformer that is used as alternate input power
supply (118 VAC nominal) to the instrument buses. The alternate power
supply is used to synchronize the inverter output to the auxiliary electrical
system and to provide continuity of power to the vital 118 VAC loads in the
unlikely event of an inverter failure. Each alternate power supply can be
used to support the 118 VAC loads via the inverter internal static transfer
switch or via an external manual bypass switch. Using either of these
methods, the alternate input power source to each inverter is the same
step-down transformer.

Power is supplied to the instrument buses from the DC source via the
inverter or from the step-down transformer as follows:

Inverter
21
22
23
24

Normal Source
DCPP 21
DCPP22
DCPP23
DCPP24

Alternate Power SupplV
MCC 26A
MCC 24A
MCC 29A
MCC 27A

In the event of a loss of DC power to the inverter, the inverter's internal static
transfer switch will automatically transfer the 118 VAC loads to the alternate
power supply. Additionally, each 118 VAC instrument bus has a manual
transfer switch mounted in a separate enclosure that can bypass the static
transfer switch and provide backup power from the alternate power supply
directly to the 118 VAC buses.
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To ensure that a single failure of an emergency diesel-generator will not
result in the unavailability of more than one 118 VAC system, the normal and
backup supplies for three of the instrument buses 21, 22, and 24 are fed
from the associated emergency diesel-generator. Instrument bus 23 is
normally fed from DG 22 with a backup supply from DG 21, providing diverse
sources to prevent the potential loss of two instrument buses due to loss of a
single DG.

The alternate power supply to the instrument busses will be interrupted
during accident conditions involving a safety injection actuation (with or
without loss of offsite power) and during a loss of offsite power. The alternate
power supply will be available after the emergency diesel generator
re-energizes the associated 480 V MCC. Depending on the event and the
inverter, operator action may be needed to re-energize the alternate power
supply. Therefore, operator action may be required to re-energize an 118 V
instrument bus during an SI or a LOOP if the associated inverter is being
bypassed or fails during the event.

APPLICABLE
SAFETY
ANALYSES

The initial conditions of Design Basis Accident (DBA) and transient analyses
in the UFSAR, Chapter 14 (Ref. 2), assume Engineered Safety Feature
systems are OPERABLE. The inverters are designed to provide the
required capacity, capability, redundancy, and reliability to ensure the
availability of necessary power to the RPS and ESFAS instrumentation and
controls so that the fuel, Reactor Coolant System, and containment design
limits are not exceeded. These limits are discussed in more detail in the
Bases for Section 3.2, Power Distribution Limits; Section 3.4, Reactor
Coolant System (RCS); and Section 3.6, Containment Systems.

The OPERABILITY of the inverters is consistent with the initial assumptions
of the accident analyses and is based on meeting the design basis of the
unit. This includes maintaining required 118 VAC instrument buses
OPERABLE during accident conditions in the event of:

a. An assumed loss of all offsite AC electrical power or all onsite AC
electrical power and

b. A worst case single failure.

Inverters are a part of the distribution system and, as such, satisfy
Criterion 3 of 10 CFR 50.36(c)(2)(ii).
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LCO The inverters ensure the availability of AC electrical power for the
systems instrumentation required to shut down the reactor and maintain it in
a safe condition after an anticipated operational occurrence (AOO) or a
postulated DBA.

Maintaining the required inverters OPERABLE ensures that the redundancy
incorporated into the design of the RPS and ESFAS instrumentation and
controls is maintained. The four inverters ensure an uninterruptible supply of
AC electrical power to the 118 VAC instrument buses even if the 480 V
safety buses are de-energized.

OPERABLE inverters require the associated 118 VAC instrument bus to be
powered by the inverter with output voltage and frequency within tolerances,
and power input to the inverter from a station battery.

APPLICABILITY The inverters are required to be OPERABLE in MODES 1, 2, 3, and 4 to
ensure that:

a. Acceptable fuel design limits and reactor coolant pressure boundary
limits are not exceeded as a result of AOOs or abnormal transients
and

b. Adequate core cooling is provided, and containment OPERABILITY
and other vital functions are maintained in the event of a postulated
DBA.

Inverter requirements for MODES 5 and 6 are covered in the Bases for
LCO 3.8.8, "Inverters - Shutdown."

ACTIONS With an inverter inoperable, its associated 118 VAC instrument bus will be
inoperable until the bus is re-energized from its associated alternate power
supply. For this reason, a Note to the ACTIONS requires entry into the
Conditions and Required Actions of LCO 3.8.9, "Distribution Systems -
Operating," until the 118 VAC instrument bus is energized. The Required
Actions of LCO3.8.9 will ensure that the 118VAC instrument bus is
re-energized within 2 hours.
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A.1

With an inverter inoperable, its associated 118 VAC instrument bus must be
powered from its associated alternate power supply. However, the alternate
power supply may be supported by MCCs that are stripped and not
automatically re-connected following a SI signal or a LOOP. Therefore,
operator action may be required to re-energize an 118 V instrument bus
during an SI or a LOOP if the associated inverter is being bypassed or fails
during the event.

Required Action A.1 is necessary when the backup power supply is being
used in place of any of the inverters because the associated 118 VAC
instrument bus may be de-energized following an SI signal or LOOP.
Therefore, a loss of safety function could exist for any function powered from
the 118 VAC instrument bus if that function requires power to perform the
required safety function if the redundant required feature is inoperable. To
compensate for a potential loss of safety function, Required Action A.1
requires declaring required feature(s) supported by associated inverter
inoperable when its required redundant feature(s) is inoperable. As
specified in the associated Note, this requirement only applies to feature(s)
that require power to perform the required safety function (e.g., automatic
actuation of core spray, Regulatory Guide 1.97 instrumentation, etc.). The
2 hour Completion Time is consistent with LCO 3.8.9, Distribution Systems -
Operating," requirements for an inoperable 118 VAC instrument bus.

A.2

Required Action A.2 is necessary because the inverter, as an uninterruptible
power source to the 118 VAC instrument bus, is the preferred source for
powering instrumentation with trip setpoint devices and various control
circuits. When an inverter is inoperable and its 118 VAC instrument bus is
powered from the alternate power supply, there is increased potential for
inadvertent actuation for ESFAS or RPS functions, especially if redundant
channels are inoperable and in the tripped condition. This is because these
'de-energize to actuate functions' are relying upon interruptible AC electrical
power sources (offsite and onsite). Therefore, only one inverter may be
inoperable at one time and an inoperable inverter must be restored to
OPERABLE within 24 hours. The 24 hour Completion Time is needed
because it ensures that the 118 VAC instrument buses are powered from the
uninterruptible inverter source. The 24 hour Completion Time is acceptable
because Required Action A.1 ensures that an inoperable inverter does not
result in a loss of any safety function.
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B.1 and B.2

If the inoperable devices or components cannot be restored to OPERABLE
status within the required Completion Time, the unit must be brought to a
MODE in which the LCO does not apply. To achieve this status, the unit
must be brought to at least MODE 3 within 6 hours and to MODE 5 within
36 hours. The allowed Completion Times are reasonable, based on
operating experience, to reach the required unit conditions from full power
conditions in an orderly manner and without challenging plant systems.

SURVEILLANCE SR 3.8.7.1
REQUIREMENTS

This Surveillance verifies that the inverters are functioning properly with all
required circuit breakers closed and 118 VAC instrument buses energized
from the inverter. The verification of proper voltage and frequency output
ensures that the required power is readily available for the instrumentation of
the RPS and ESFAS connected to the 118VAC instrument buses. The
7 day Frequency takes into account the redundant capability of the inverters
and other indications available in the control room that alert the operator to
inverter malfunctions.

REFERENCES 1. UFSAR, Chapter 8.

2. UFSAR, Chapter 14.
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B 3.8.8 Inverters - Shutdown

BASES

BACKGROUND A description of the inverters is provided in the Bases for LCO 3.8.7,
"Inverters - Operating."

APPLICABLE
SAFETY
ANALYSES

The initial conditions of Design Basis Accident (DBA) and transient analyses
in the UFSAR, Chapter 14 (Ref. 1), assume Engineered Safety Feature
systems are OPERABLE. The DC to AC inverters are designed to provide
the required capacity, capability, redundancy, and reliability to ensure the
availability of necessary power to the Reactor Protection System and
Engineered Safety Features Actuation System instrumentation and controls
so that the fuel, Reactor Coolant System, and containment design limits are
not exceeded.

The OPERABILITY of the inverters is consistent with the initial assumptions
of the accident analyses and the requirements for the supported systems'
OPERABILITY.

The OPERABILITY of one inverter to each 118 VAC instrument bus during
MODES 5 and 6 ensures that:

a. The unit can be maintained in the shutdown or refueling condition for
extended periods,

b. Sufficient instrumentation and control capability is available for
monitoring and maintaining the unit status, and

c. Adequate power is available to mitigate events postulated during
shutdown, such as a fuel handling accident involving handling recently
irradiated fuel. Due to radioactive decay, the AC and DC inverters are
only required to mitigate fuel handling accidents involving handling
recently irradiated fuel (i.e., fuel that has occupied part of a critical
reactor core within the previous 100 hours (Ref. 2)).

In general, when the unit is shut down, the Technical Specifications
requirements ensure that the unit has the capability to mitigate the
consequences of postulated accidents. However, assuming a single failure
and concurrent loss of all offsite or all onsite power is not required. The
rationale for this is based on the fact that many Design Basis Accidents
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APPLICABLE SAFETY ANALYSES (continued)

(DBAs) that are analyzed in MODES 1, 2, 3, and 4 have no specific analyses
in MODES 5 and 6 because the energy contained within the reactor
pressure boundary, reactor coolant temperature and pressure, and the
corresponding stresses result in the probabilities of occurrence being
significantly reduced or eliminated, and in minimal consequences. These
deviations from DBA analysis assumptions and design requirements during
shutdown conditions are allowed by the LCO for required systems.

The shutdown Technical Specification requirements are designed to ensure
that the unit has the capability to mitigate the consequences of certain
postulated accidents. Worst case Design Basis Accidents which are
analyzed for operating MODES are generally viewed not to be a significant
concern during shutdown MODES due to the lower energies involved. The
Technical specifications therefore require a lesser complement of electrical
equipment to be available during shutdown than is required during operating
MODES. More recent work completed on the potential risks associated with
shutdown, however, have found significant risk associated with certain
shutdown evolutions. As a result, in addition to the requirements established
in the Technical Specifications, the industry has adopted NUMARC 91-06,
"Guidelines for Industry Actions to Assess Shutdown Management," as an
Industry initiative to manage shutdown tasks and associated electrical
support to maintain risk at an acceptable low level. This may require the
availability of additional equipment beyond that required by the shutdown
Technical Specifications.

The inverters were previously identified as part of the distribution system
and, as such, satisfy Criterion 3 of 10 CFR 50.36(c)(2)(ii).

LCO The inverters ensure the availability of electrical power for the
instrumentation for systems required to shut down the reactor and maintain it
in a safe condition after an anticipated operational occurrence or a
postulated DBA. The battery powered inverters provide uninterruptible
supply of AC electrical power to the 118 VAC instrument buses even if the
480 V safety buses are de-energized. OPERABILITY of the inverters
requires that the 118 VAC instrument bus be powered by the inverter. This
ensures the availability of sufficient inverter power sources to operate the
unit in a safe manner and to mitigate the consequences of postulated events
during shutdown (e.g., fuel handling accidents involving handling recently
irradiated fuel).
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APPLICABILITY The inverters required to be OPERABLE in MODES 5 and 6 and during
movement of recently irradiated fuel assemblies provide assurance that:

a. Systems to provide adequate coolant inventory makeup are available
for the irradiated fuel in the core,

b. Systems needed to mitigate a fuel handling accident involving handling
recently irradiated fuel (i.e., fuel that has occupied part of a critical
reactor core within the previous 100 hours (Ref. 2)) are available,

c. Systems necessary to mitigate the effects of events that can lead to
core damage during shutdown are available, and

d. Instrumentation and control capability is available for monitoring and
maintaining the unit in a cold shutdown condition or refueling condition.

Inverter requirements for MODES 1, 2, 3, and 4 are covered in LCO 3.8.7.

ACTIONS LCO 3.0.3 is not applicable while in MODE 5 or 6. However, since irradiated
fuel assembly movement can occur in MODE 1, 2, 3, or 4, the ACTIONS
have been modified by a Note stating that LCO 3.0.3 is not applicable. If
moving irradiated fuel assemblies while in MODE 5 or 6, LCO 3.0.3 would
not specify any action. If moving irradiated fuel assemblies while in
MODE 1, 2, 3, or 4, the fuel movement is independent of reactor
operations. Entering LCO 3.0.3, while in MODE 1, 2, 3, or 4 would require
the unit to be shutdown unnecessarily.

A.1. A.2.1. A.2.2. A.2.3, and A.2.4

If one or more 118 VAC instrument buses are required by LCO 3.8.10,
"Distribution Systems - Shutdown," the remaining OPERABLE inverters may
be capable of supporting sufficient required features to allow continuation of
CORE ALTERATIONS, recently irradiated fuel movement, and operations
with a potential for positive reactivity additions. By the allowance of the
option to declare required features inoperable with the associated inverter(s)
inoperable, appropriate restrictions will be implemented in accordance with
the affected required features LCOs' Required Actions. In many instances,
this option may involve undesired administrative efforts. Therefore, the
allowance for sufficiently conservative actions is made (i.e., to suspend
CORE ALTERATIONS, movement of recently irradiated fuel assemblies,
and operations involving positive reactivity additions) that could result in loss
of required SDM (MODE 5) or boron concentration (MODE 6). Suspending
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positive reactivity additions that could result in failure to meet the minimum
SDM or boron concentration limit is required to assure continued safe
operation. Introduction of coolant inventory must be from sources that have
a boron concentration greater than what would be required in the RCS for
minimum SDM or refueling boron concentration. This may result in an
overall reduction in RCS boron concentration, but provides acceptable
margin to maintaining subcritical operation. Introduction of temperature
changes including temperature increases when operating with a positive
MTC must also be evaluated to ensure they do not result in a loss of
required SDM.

Suspension of these activities shall not preclude completion of actions to
establish a safe conservative condition. These actions minimize the
probability of the occurrence of postulated events. It is further required to
immediately initiate action to restore the required inverters and to continue
this action until restoration is accomplished in order to provide the necessary
inverter power to the unit safety systems.

The Completion Time of immediately is consistent with the required times for
actions requiring prompt attention. The restoration of the required inverters
should be completed as quickly as possible in order to minimize the time the
unit safety systems may be without power or powered from a constant
voltage source transformer.

SURVEILLANCE SR 3.8.8.1
REQUIREMENTS

This Surveillance verifies that the inverters are functioning properly with all
required circuit breakers closed and AC vital buses energized from the
inverter. The verification of proper voltage and frequency output ensures
that the required power is readily available for the instrumentation connected
to the AC vital buses. The 7 day Frequency takes into account the
redundant capability of the inverters and other indications available in the
control room that alert the operator to inverter malfunctions.

REFERENCES 1. UFSAR, Chapter 14.

2. Safety Evaluation by the Office of Nuclear Reactor Regulation
Related to Amendment No. 211 to Facility Operating License
No. DPR-26, July 27, 2000.
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B 3.8.9 Distribution Systems - Operating

BASES

BACKGROUND The onsite AC, DC, and 118 VAC instrument bus electrical power
distribution systems are divided into three safeguards power trains, four 125
VDC bus subsystems, and four 118 VAC instrument buses.

The safeguards subsystems are arranged in three trains (5A, 2A3A and 6A)
such that any two trains are capable of meeting minimum requirements for
accident mitigation or safe shutdown. The electrical subsystems are
identified in Table B 3.8.9-1.

The AC electrical power subsystem for each train consists of an Engineered
Safety Feature (ESF) 480 V bus and motor control centers. Each 480 V bus
has at least one offsite source of power as well as a dedicated onsite diesel
generator (DG) source. Each of the four 480 V buses can receive offsite
power from either the 138 kV (normal) or 13.8 kV (alternate) offsite source.
The 138 kV offsite power source uses either of the two 138 kV ties from the
Buchanan substation. The 13.8 kV offsite power source uses either of the
two 13.8 kV ties from the Buchanan substation. There is no automatic
transfer from the 138 kV to the 13.8 kV source of offsite power.

Offsite power to 480 V buses 5A and 6A is supplied from 6.9 kV buses 5
and 6, respectively, which in turn receive power from either 138 kV offsite
feeder via the Station Auxiliary Transformer (SAT). Alternately, 6.9 kV
buses 5 and 6 can be supplied from either of the two 13.8 kV ties via an
auto-transformer associated with the 13.8 kV feeder being used.

When the plant is at power, 480 V buses 2A and 3A are normally powered
from the Main Generator via the Unit Auxiliary Transformer (UAT) and the
6.9 kV buses 2 and 3 via SSTs 2 and 3. When the plant is not operating,
buses 2A and 3A are supplied from 6.9 kV buses 5 and 6 via 6.9 kV buses 2
and 3, respectively, via tie breakers. Following a unit trip, power to 480 V
buses 2A and 3A is maintained by a fast transfer that connects buses 2A
and 3A to power supplied from offsite to 6.9 kV buses 5 and 6. Additional
description of this system may be found in the Bases for LCO 3.8.1, "AC
Sources - Operating," and the Bases for LCO 3.8.4, "DC Sources -
Operating."

The AC electrical power distribution subsystem for each train includes the
safety related buses, motor control centers, and distribution panels shown in
Table B 3.8.9-1.
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The 118 VAC instrument buses are arranged in four load groups and are
normally powered from the inverters. To ensure that a single failure of an
emergency diesel-generator will not result in the unavailability of more than
one 118 VAC system, the normal and backup supplies for three of the
instrument buses 21, 22, and 24 are fed from the associated emergency
diesel-generator. Instrument bus 23 is fed from emergency diesel
generators 21 and 22, providing diverse sources to prevent loss of this bus
due to loss of a single emergency diesel-generator. Inverters are governed
by LCO 3.8.7, "Inverters - Operating."

The 125 volt DC system is divided into four buses with one battery and
battery charger (supplied from the 480 volt system) serving each. The
battery chargers supply the normal DC loads as well as maintaining proper
charges on the batteries. The DC system is redundant from battery source
to actuation devices which are powered from the batteries. Four batteries
feed four DC power panels, which in turn feed major loads, such as
instrument bus inverters and switchgear control circuits. DC power panels
21, 22, 23 and 24 feed DC distribution panels, which in turn feed DC control
power and instrumentation loads.

The list of all required DC and AC distribution buses is presented in
Table B 3.8.9-1.

APPLICABLE
SAFETY
ANALYSES

The initial conditions of Design Basis Accident (DBA) and transient analyses
in the UFSAR, Chapter 14 (Ref. 1), assume ESF systems are OPERABLE.
The AC, DC, and 118 VAC instrument bus electrical power distribution
systems are designed to provide sufficient capacity, capability, redundancy,
and reliability to ensure the availability of necessary power to ESF systems
so that the fuel, Reactor Coolant System, and containment design limits are
not exceeded. These limits are discussed in more detail in the Bases for
Section 3.2, Power Distribution Limits; Section 3.4, Reactor Coolant System
(RCS); and Section 3.6, Containment Systems.

The OPERABILITY of the AC, DC, and 118 VAC instrument bus electrical
power distribution systems is consistent with the initial assumptions of the
accident analyses and is based upon meeting the design basis of the unit.
This includes maintaining power distribution systems OPERABLE during
accident conditions in the event of:
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a. A loss of all offsite power or all onsite AC electrical power and

b. A worst case single failure.

The distribution systems satisfy Criterion 3 of 10 CFR 50.36(c)(2)(ii).

LCO The required power distribution subsystems listed in Table B 3.8.9-1 ensure
the availability of AC, DC, and 118 VAC instrument bus electrical power for
the systems required to shut down the reactor and maintain it in a safe
condition after an anticipated operational occurrence (AOO) or a postulated
DBA. The AC, DC, and 118 VAC instrument bus electrical power distribution
subsystems are required to be OPERABLE.

Maintaining the AC, DC, and 118 VAC instrument bus electrical power
distribution subsystems OPERABLE ensures that the redundancy
incorporated into the design of ESF is not defeated. Therefore, a single
failure within any system or within the electrical power distribution
subsystems will not prevent safe shutdown of the reactor.

OPERABLE AC electrical power distribution subsystems require the
associated buses, motor control centers, and distribution panels to be
energized to their proper voltages. OPERABLE DC electrical power
distribution subsystems require the associated buses and distribution panels
to be energized to their proper voltage from either the associated battery or
charger. OPERABLE 118 VAC instrument bus electrical power distribution
subsystems require the associated buses to be energized to their proper
voltage from the associated inverter via inverted DC voltage, inverter using
internal AC source, or external constant voltage transformer.

In addition, tie breakers between redundant safety related AC, DC, and
118 VAC instrument bus power distribution subsystems, if they exist, must
be open. This prevents any electrical malfunction in any power distribution
subsystem from propagating to the redundant subsystem, that could cause
the failure of a redundant subsystem and a loss of essential safety
function(s). If any tie breakers are closed, the affected redundant electrical
power distribution subsystems are considered inoperable. This applies to
the onsite, safety related redundant electrical power distribution subsystems.
It does not, however, preclude redundant 480 V buses from being powered
from the same offsite circuit.
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BASES

APPLICABILITY The electrical power distribution subsystems are required to be OPERABLE
in MODES 1, 2, 3, and 4 to ensure that:

a. Acceptable fuel design limits and reactor coolant pressure boundary
limits are not exceeded as a result of AOOs or abnormal transients
and

b. Adequate core cooling is provided, and containment OPERABILITY
and other vital functions are maintained in the event of a postulated
DBA.

Electrical power distribution subsystem requirements for MODES 5 and 6
are covered in the Bases for LCO 3.8.10, "Distribution Systems - Shutdown."

ACTIONS A.1

With one or more required AC buses, motor control centers, or distribution
panels (except 118 VAC instrument buses), in one train inoperable and a
loss of safety function has not occurred, the remaining AC electrical power
distribution subsystems are capable of supporting the minimum safety
functions necessary to shut down the reactor and maintain it in a safe
shutdown condition, assuming no single failure and that all redundant
required features are OPERABLE. The overall reliability is reduced,
however, because a single failure in the remaining power distribution
subsystems could result in the minimum required ESF functions not being
supported. Therefore, the required AC buses, motor control centers, and
distribution panels must be restored to OPERABLE status within 8 hours.

Condition A worst scenario is one train without AC power (i.e., no offsite
power to the train and the associated DG inoperable). In this Condition, the
unit is more vulnerable to a loss of the minimum required AC power. It is,
therefore, imperative that the unit operator's attention be focused on
minimizing the potential for loss of power to the remaining trains by
stabilizing the unit, and on restoring power to the affected train. The 8 hour
time limit before requiring a unit shutdown in this Condition is acceptable
because of:

a. The potential for decreased safety if the unit operator's attention is
diverted from the evaluations and actions necessary to restore power
to the affected train, to the actions associated with taking the unit to
shutdown within this time limit and
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BASES
ACTIONS (continued)

b. The potential for an event in conjunction with a single failure of a
redundant component in the train with AC power.

The second Completion Time for Required Action A.1 establishes a limit on
the maximum time allowed for any combination of required distribution
subsystems to be inoperable during any single contiguous occurrence of
failing to meet the LCO. If Condition A is entered while, for instance, a DC
bus is inoperable and subsequently restored OPERABLE, the LCO may
already have not been met for up to 2 hours. This could lead to a total of
10 hours, since initial failure of the LCO, to restore the AC distribution
system. At this time, a DC circuit could again become inoperable, and AC
distribution restored OPERABLE. This could continue indefinitely.

The Completion Time allows for an exception to the normal "time zero" for
beginning the allowed outage time "clock." This will result in establishing the
"time zero" at the time the LCO was initially not met, instead of the time
Condition A was entered. The 16 hour Completion Time is an acceptable
limitation on this potential to fail to meet the LCO indefinitely.

Required Action A.1 is modified by a Note that requires the applicable
Conditions and Required Actions of LCO 3.8.4, "DC Sources - Operating," to
be entered for DC trains made inoperable by inoperable power distribution
subsystems. This is an exception to LCO 3.0.6 and ensures the proper
actions are taken for these components. Inoperability of a distribution
system can result in loss of charging power to batteries and eventual loss of
DC power. This Note ensures that the appropriate attention is given to
restoring charging power to batteries, if necessary, after loss of distribution
systems.

B.1

With one or more 118 VAC instrument buses inoperable, and a loss of safety
function has not occurred, the remaining OPERABLE 118 VAC instrument
buses are capable of supporting the minimum safety functions necessary to
shut down the unit and maintain it in the safe shutdown condition. Overall
reliability is reduced, however, since an additional single failure could result
in the minimum ESF functions not being supported. Therefore, the required
118 VAC instrument bus must be restored to OPERABLE status within
2 hours by powering the bus from the associated inverter via inverted DC,
inverter using internal AC source, or constant voltage transformer.
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BASES
ACTIONS (continued)

Condition B represents one or more 118 VAC instrument buses without
power; potentially both the DC source and the associated AC source are
nonfunctioning. In this situation, the unit is significantly more vulnerable to a
complete loss of noninterruptible power. It is, therefore, imperative that the
operator's attention focus on stabilizing the unit, minimizing the potential for
loss of power to the remaining 118 VAC instrument buses and restoring
power to the affected 118 VAC instrument bus.

This 2 hour limit is more conservative than Completion Times allowed for the
vast majority of components that are without power from the 118 VAC
instrument bus. Taking exception to LCO 3.0.2 for components without
power from the 118 VAC instrument bus, that would have the Required
Action Completion Times shorter than 2 hours if declared inoperable, is
acceptable because of:

a. The potential for decreased safety by requiring a change in unit
conditions (i.e., requiring a shutdown) and not allowing stable
operations to continue,

b. The potential for decreased safety by requiring entry into numerous
Applicable Conditions and Required Actions for components without
power from the 118 VAC instrument bus and not providing sufficient
time for the operators to perform the necessary evaluations and
actions for restoring power to the affected train, and

c. The potential for an event in conjunction with a single failure of a
redundant component.

The 2 hour Completion Time takes into account the importance to safety of
restoring the 118 VAC instrument bus to OPERABLE status, the redundant
capability afforded by the other OPERABLE 118 VAC instrument buses, and
the low probability of a DBA occurring during this period.

The second Completion Time for Required Action B.1 establishes a limit on
the maximum allowed for any combination of required distribution
subsystems to be inoperable during any single contiguous occurrence of
failing to meet the LCO. If Condition B is entered while, for instance, an
AC bus is inoperable and subsequently returned OPERABLE, the LCO may
already have been not met for up to 8 hours. This could lead to a total of
10 hours, since initial failure of the LCO, to restore the 118 VAC instrument
bus distribution system. At this time, an AC train could again become
inoperable, and 118 VAC instrument bus distribution restored OPERABLE.
This could continue indefinitely.
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BASES
ACTIONS (continued)

This Completion Time allows for an exception to the normal "time zero" for
beginning the allowed outage time "clock." This will result in establishing the
"time zero" at the time the LCO was initially not met, instead of the time
Condition B was entered. The 16 hour Completion Time is an acceptable
limitation on this potential to fail to meet the LCO indefinitely.

C.1

With one or more DC buses or distribution panels inoperable, and a loss of
function has not occurred, the remaining DC electrical power distribution
subsystems are capable of supporting the minimum safety functions
necessary to shut down the reactor and maintain it in a safe shutdown
condition, assuming no single failure and that redundant required features
are OPERABLE. The overall reliability is reduced, however, because a
single failure in the remaining DC electrical power distribution subsystems
could result in the minimum required ESF functions not being supported.
Therefore, the DC buses and distribution panels must be restored to
OPERABLE status within 2 hours by powering the bus from the associated
battery or charger.

Condition C represents one or more DC buses or distribution panels without
adequate DC power; potentially both with the battery significantly degraded
and the associated charger nonfunctioning. In this situation, the unit is
significantly more vulnerable to a loss of minimum required DC power. It is,
therefore, imperative that the operator's attention focus on stabilizing the
unit, minimizing the potential for loss of power to the remaining trains and
restoring power to the affected train.

This 2 hour limit is more conservative than Completion Times allowed for the
vast majority of components that would be without power. Taking exception
to LCO 3.0.2 for components without adequate DC power, which would have
Required Action Completion Times shorter than 2 hours, is acceptable
because of:

a. The potential for decreased safety by requiring a change in unit
conditions (i.e., requiring a shutdown) while allowing stable operations
to continue,

b. The potential for decreased safety by requiring entry into numerous
applicable Conditions and Required Actions for components without
DC power and not providing sufficient time for the operators to perform
the necessary evaluations and actions for restoring power to the
affected train, and
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BASES
ACTIONS (continued)

c. The potential for an event in conjunction with a single failure of a
redundant component.

The 2 hour Completion Time for DC buses is consistent with Regulatory
Guide 1.93 (Ref. 2). The second Completion Time for Required Action C.1
establishes a limit on the maximum time allowed for any combination of
required distribution subsystems to be inoperable during any single
contiguous occurrence of failing to meet the LCO. If Condition C is entered
while, for instance, an AC bus is inoperable and subsequently returned
OPERABLE, the LCO may already have been not met for up to 8 hours.
This could lead to a total of 10 hours, since initial failure of the LCO, to
restore the DC distribution system. At this time, an AC train could again
become inoperable, and DC distribution restored OPERABLE. This could
continue indefinitely.

This Completion Time allows for an exception to the normal "time zero" for
beginning the allowed outage time "clock." This will result in establishing the
"time zero" at the time the LCO was initially not met, instead of the time
Condition C was entered. The 16 hour Completion Time is an acceptable
limitation on this potential to fail to meet the LCO indefinitely.

D.1 and D.2

If the inoperable distribution subsystem cannot be restored to OPERABLE
status within the required Completion Time, the unit must be brought to a
MODE in which the LCO does not apply. To achieve this status, the unit
must be brought to at least MODE 3 within 6 hours and to MODE 5 within
36 hours. The allowed Completion Times are reasonable, based on
operating experience, to reach the required unit conditions from full power
conditions in an orderly manner and without challenging plant systems.

E.1

Condition E corresponds to a level of degradation in the electrical power
distribution system that causes a required safety function to be lost. When
more than one inoperable electrical power distribution subsystem results in
the loss of a required function, the plant is in a condition outside the accident
analysis. Therefore, no additional time is justified for continued operation.
LCO 3.0.3 must be entered immediately to commence a controlled
shutdown.

INDIAN POINT 2 B 3.8.9 - 8 Revision 0



Distribution Systems - Operating
B 3.8.9

BASES

SURVEILLANCE SR 3.8.9.1
REQUIREMENTS

This Surveillance verifies that the AC, DC, and 118 VAC instrument bus
electrical power distribution systems listed in Table B 3.8.9-1 are functioning
properly, with the correct circuit breaker alignment. The correct breaker
alignment ensures the appropriate separation and independence of the
electrical divisions is maintained, and the appropriate voltage is available to
each required bus. The verification of proper voltage availability on the
buses ensures that the required voltage is readily available for motive as
well as control functions for critical system loads connected to these buses.
The 7 day Frequency takes into account the redundant capability of the AC,
DC, and 118 VAC instrument bus electrical power distribution subsystems,
and other indications available in the control room that alert the operator to
subsystem malfunctions.

REFERENCES 1. UFSAR, Chapter 14.

2. Regulatory Guide 1.93, December 1974.
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Table B 3.8.9-1 (page 1 of 1)
AC and DC Electrical Power Distribution Systems

Safeguards Safeguards Safeguards
Type Voltage Power Train Power Train Power Train

Type Voltage 5A 2A/3A 6A
(DG 21) (DG 22) (DG 23)

AC Electrical 480 V Bus 5A Bus 2A Bus 3A Bus 6A
Power
Distribution MCC 26A MCC 28A MCC 26C MCC 26B
subsystems MCC 26AA MCC 21 MCC 211 MCC 26BB

MCC 28 MCC 23 MCC 22
MCC 29A MCC 24A MCC 25A MCC 27A
MCC 29 MCC 24 MCC 25 MCC 27

MCC 210

DC Power 125 V Panel 21 Panel 22 Panel 23 Panel 24
Panels

AC instrument 118 V I Bus 21 Bus 22 Bus 23 1 Bus 24
buses | Bus 21A Bus 22A Bus 23A | Bus 24A

Each of the three safeguards power trains is a train or a subsystem.

Each of the four 118 VAC instrument buses is a train or a subsystem.

(1) Tie breakers must be open between buses 5A and 2A and between buses 3A and 6A
when in MODE 1, 2, 3 and 4.

(2) Tie breakers between DC in different subsystem buses must be open when in MODE 1, 2,
3 and 4.
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B 3.8 ELECTRICAL POWER SYSTEMS

B 3.8.10 Distribution Systems - Shutdown

BASES

BACKGROUND A description of the AC, DC, and 118 VAC instrument bus electrical power
distribution systems is provided in the Bases for LCO 3.8.9, "Distribution
Systems - Operating."

APPLICABLE
SAFETY
ANALYSES

The initial conditions of Design Basis Accident and transient analyses in the
UFSAR, Chapter 14 (Ref. 1), assume Engineered Safety Feature (ESF)
systems are OPERABLE. The AC, DC, and 118VAC instrument bus
electrical power distribution systems are designed to provide sufficient
capacity, capability, redundancy, and reliability to ensure the availability of
necessary power to ESF systems so that the fuel, Reactor Coolant System,
and containment design limits are not exceeded.

The OPERABILITY of the AC, DC, and 118 VAC instrument bus electrical
power distribution system is consistent with the initial assumptions of the
accident analyses and the requirements for the supported systems'
OPERABILITY.

The OPERABILITY of the minimum AC, DC, and 118 VAC instrument bus
electrical power distribution subsystems during MODES 5 and 6, and during
movement of recently irradiated fuel assemblies ensures that:

a. The unit can be maintained in the shutdown or refueling condition for
extended periods,

b. Sufficient instrumentation and control capability is available for
monitoring and maintaining the unit status, and

c. Adequate power is provided to mitigate events postulated during
shutdown, such as a fuel handling accident involving handling recently
irradiated fuel. Due to radioactive decay, AC and DC electrical power
is only required to mitigate fuel handling accidents involving handling
recently irradiated fuel (i.e., fuel that has occupied part of a critical
reactor core within the previous 100 hours (Ref. 2)).

The AC and DC electrical power distribution systems satisfy Criterion 3 of
10 CFR 50.36(c)(2)(ii).
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BASES

LCO Various combinations of subsystems, equipment, and components are
required OPERABLE by other LCOs, depending on the specific plant
condition. Implicit in those requirements is the required OPERABILITY of
necessary support required features. This LCO explicitly requires
energization of the portions of the electrical distribution system (see
Table B 3.8.9-1, AC and DC Electrical Power Distribution Systems)
necessary to support OPERABILITY of required systems, equipment, and
components - all specifically addressed in each LCO and implicitly required
via the definition of OPERABILITY.

Maintaining these portions of the distribution system energized ensures the
availability of sufficient power to operate the unit in a safe manner to mitigate
the consequences of postulated events during shutdown (e.g., fuel handling
accidents involving handling recently irradiated fuel).

APPLICABILITY The AC and DC electrical power distribution subsystems required to be
OPERABLE in MODES 5 and 6, and during movement of recently irradiated
fuel assemblies, provide assurance that:

a. Systems to provide adequate coolant inventory makeup are available
for the irradiated fuel in the core,

b. Systems needed to mitigate a fuel handling accident involving handling
recently irradiated fuel (i.e., fuel that has occupied part of a critical
reactor core within the previous 100 hours (Ref. 2)) are available,

c. Systems necessary to mitigate the effects of events that can lead to
core damage during shutdown are available, and

d. Instrumentation and control capability is available for monitoring and
maintaining the unit in a cold shutdown condition and refueling
condition.

The AC, DC, and 118 VAC instrument bus electrical power distribution
subsystems requirements for MODES 1, 2, 3, and 4 are covered in
LCO 3.8.9.
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BASES

ACTIONS LCO 3.0.3 is not applicable while in MODE 5 or 6. However, since irradiated
fuel assembly movement can occur in MODE 1, 2, 3, or 4, the ACTIONS
have been modified by a Note stating that LCO 3.0.3 is not applicable. If
moving irradiated fuel assemblies while in MODE 5 or 6, LCO 3.0.3 would
not specify any action. If moving irradiated fuel assemblies while in
MODE 1, 2, 3, or 4, the fuel movement is independent of reactor operations.
Entering LCO 3.0.3, while in MODE 1, 2, 3, or 4 would require the unit to be
shutdown unnecessarily.

A.1, A.2.1. A.2.2, A.2.3, A.2.4. and A.2.5

Although redundant required features may require redundant trains of
electrical power distribution subsystems to be OPERABLE, one OPERABLE
distribution subsystem train may be capable of supporting sufficient required
features to allow continuation of CORE ALTERATIONS and recently
irradiated fuel movement. By allowing the option to declare required
features associated with an inoperable distribution subsystem inoperable,
appropriate restrictions are implemented in accordance with the affected
distribution subsystem LCO's Required Actions. In many instances, this
option may involve undesired administrative efforts. Therefore, the
allowance for sufficiently conservative actions is made (i.e., to suspend
CORE ALTERATIONS, movement of recently irradiated fuel assemblies,
and operations involving positive reactivity additions that could result in loss
of required SDM (MODE 5) or boron concentration (MODE 6). Suspending
positive reactivity additions that could result in failure to meet the minimum
SDM or boron concentration limit is required to assure continued safe
operation. Introduction of coolant inventory must be from sources that have
a boron concentration greater than what would be required in the RCS for
minimum SDM or refueling boron concentration. This may result in an
overall reduction in RCS boron concentration, but provides acceptable
margin to maintaining subcritical operation. Introduction of temperature
changes including temperature increases when operating with a positive
MTC must also be evaluated to ensure they do not result in a loss of
required SDM.

Suspension of these activities does not preclude completion of actions to
establish a safe conservative condition. These actions minimize the
probability of the occurrence of postulated events. It is further required to
immediately initiate action to restore the required AC and DC electrical
power distribution subsystems and to continue this action until restoration is
accomplished in order to provide the necessary power to the unit safety
systems.
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ACTIONS (continued)

Notwithstanding performance of the above conservative Required Actions, a
required residual heat removal (RHR) subsystem may be inoperable. In this
case, Required Actions A.2.1 through A.2.4 do not adequately address the
concerns relating to coolant circulation and heat removal. Pursuant to
LCO 3.0.6, the RHR ACTIONS would not be entered. Therefore, Required
Action A.2.5 is provided to direct declaring RHR inoperable, which results in
taking the appropriate RHR actions.

The Completion Time of immediately is consistent with the required times for
actions requiring prompt attention. The restoration of the required
distribution subsystems should be completed as quickly as possible in order
to minimize the time the unit safety systems may be without power.

SURVEILLANCE SR 3.8.10.1
REQUIREMENTS

This Surveillance verifies that the AC, DC, and 118 VAC instrument bus
electrical power distribution subsystems are functioning properly, with all the
buses energized. The verification of proper voltage availability ensures that
the required power is readily available for motive as well as control functions
for critical system loads connected to these buses. The 7 day Frequency
takes into account the capability of the electrical power distribution
subsystems, and other indications available in the control room that alert the
operator to subsystem malfunctions.

REFERENCES 1. UFSAR, Chapter 14.

2. Safety Evaluation by the Office of Nuclear Reactor Regulation
Related to Amendment No. 211 to Facility Operating License
No. DPR-26, July 27, 2000.
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B 3.9 REFUELING OPERATIONS

B 3.9.1 Boron Concentration

BASES

BACKGROUND The limit on the boron concentrations of the Reactor Coolant System (RCS),
the refueling canal, and the refueling cavity during refueling ensures that the
reactor remains subcritical during MODE 6. Refueling boron concentration
is the soluble boron concentration in the coolant in each of these volumes
having direct access to the reactor core during refueling.

The soluble boron concentration offsets the core reactivity and is measured
by chemical analysis of a representative sample of the coolant in each of the
volumes. The refueling boron concentration limit is specified in the COLR.
Plant procedures ensure the specified boron concentration in order to
maintain an overall core reactivity of keff • 0.95 during fuel handling, with
control rods and fuel assemblies assumed to be in the most adverse
configuration (least negative reactivity) allowed by plant procedures.

GDC 26 of 10 CFR 50, Appendix A, requires that two independent reactivity
control systems of different design principles be provided (Ref. 1). However,
only one of these systems must be capable of holding the reactor core
subcritical under cold conditions. The Chemical and Volume Control System
(CVCS) is the system capable of maintaining the reactor subcritical in cold
conditions by maintaining the boron concentration.

The reactor is brought to shutdown conditions before beginning operations
to open the reactor vessel for refueling. After the RCS is cooled and
depressurized and the vessel head is unbolted, the head is slowly removed
to form the refueling cavity. The refueling canal and the refueling cavity are
then flooded with borated water from the refueling water storage tank
through the open reactor vessel by gravity feeding, by the use of the
Residual Heat Removal (RHR) System pumps, or either containment spray
system pump using temporary spool pieces.

The pumping action of the RHR System in the RCS and the natural
circulation due to thermal driving heads in the reactor vessel and refueling
cavity mix the added concentrated boric acid with the water in the refueling
canal. The RHR System is in operation during refueling (see LCO 3.9.4,
"Residual Heat Removal (RHR) and Coolant Circulation - High Water Level,"
and LCO 3.9.5, "Residual Heat Removal (RHR) and Coolant Circulation -
Low Water Level") to provide forced circulation in the RCS and assist in
maintaining the boron concentrations in the RCS, the refueling canal, and
the refueling cavity above the COLR limit.
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BASES

APPLICABLE
SAFETY
ANALYSES

During refueling operations, the reactivity condition of the core is consistent
with the initial conditions assumed for the boron dilution accident in the
accident analysis and is conservative for MODE 6. The boron concentration
limit specified in the COLR is based on the core reactivity at the beginning of
each fuel cycle (the end of refueling) and includes a core reactivity
uncertainty allowance.

The required boron concentration and the plant refueling procedures that
verify the correct fuel loading plan (including full core mapping) ensure that
the keff of the core will remain < 0.95 during the refueling operation. Hence,
at least a 5% Ak/k margin of safety is established during refueling.

During refueling, the water volume in the spent fuel pit, the refueling canal,
the refueling cavity, and the reactor vessel form a single mass. As a result,
the soluble boron concentration is relatively the same in each of these
volumes.

The limiting boron dilution accident analyzed occurs in MODE 5 (Ref. 2). A
detailed discussion of this event is provided in Bases B 3.1.1, "SHUTDOWN
MARGIN (SDM)."

The RCS boron concentration satisfies Criterion 2 of 10 CFR 50.36(c)(2)(ii).

LCO The LCO requires that a minimum boron concentration be maintained in the
RCS, the refueling canal, and the refueling cavity while in MODE 6. The
boron concentration limit specified in the COLR ensures that a core keff of
< 0.95 is maintained during fuel handling operations. Violation of the
LCO could lead to an inadvertent criticality during MODE 6.

APPLICABILITY This LCO is applicable in MODE 6 to ensure that the fuel in the reactor
vessel will remain subcritical. The required boron concentration ensures a
keff < 0.95. Above MODE 6, LCO 3.1.1, "SHUTDOWN MARGIN (SDM),"
ensures that an adequate amount of negative reactivity is available to shut
down the reactor and maintain it subcritical.

The Applicability is modified by a Note that states that the limits on boron
concentration are only applicable to the refueling canal and the refueling
cavity when those volumes are connected to the Reactor Coolant System.
When the refueling canal and the refueling cavity are isolated from the RCS,
no potential path for boron dilution exists.
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ACTIONS A.1 and A.2

Continuation of CORE ALTERATIONS or positive reactivity additions
(including actions to reduce boron concentration) is contingent upon
maintaining the unit in compliance with the LCO. If the boron concentration
of any coolant volume in the RCS, the refueling canal, or the refueling cavity
is less than its limit, all operations involving CORE ALTERATIONS or
positive reactivity additions must be suspended immediately.

Suspension of CORE ALTERATIONS and positive reactivity additions shall
not preclude moving a component to a safe position. Operations that
individually add limited positive reactivity (e.g. temperature fluctuations from
inventory addition or temperature control fluctuations), but when combined
with all other operations affecting core reactivity (e.g., intentional boration)
result in overall net negative reactivity addition, are not precluded by this
action.

A.3

In addition to immediately suspending CORE ALTERATIONS and positive
reactivity additions, boration to restore the concentration must be initiated
immediately.

In determining the required combination of boration flow rate and
concentration, no unique Design Basis Event must be satisfied. The only
requirement is to restore the boron concentration to its required value as
soon as possible. In order to raise the boron concentration as soon as
possible, the operator should begin boration with the best source available
for unit conditions.

Once actions have been initiated, they must be continued until the boron
concentration is restored. The restoration time depends on the amount of
boron that must be injected to reach the required concentration.

SURVEILLANCE SR 3.9.1.1
REQUIREMENTS

This SR ensures that the coolant boron concentration in the RCS, and
connected portions of the refueling canal and the refueling cavity, is within
the COLR limits. The boron concentration of the coolant in each required
volume is determined periodically by chemical analysis. Prior to
re-connecting portions of the refueling canal or the refueling cavity to the
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SURVEILLANCE REQUIREMENTS (continued)

RCS, this SR must be met per SR 3.0.4. If any dilution activity has occurred
while the cavity or canal were disconnected from the RCS, this SR ensures
the correct boron concentration prior to communication with the RCS.

A minimum Frequency of once every 72 hours is a reasonable amount of
time to verify the boron concentration of representative samples. The
Frequency is based on operating experience, which has shown 72 hours to
be adequate.

REFERENCES 1. 10 CFR 50, Appendix A, GDC 26.

2. UFSAR, Chapter 14.
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B 3.9 REFUELING OPERATIONS

B 3.9.2 Nuclear Instrumentation

BASES

BACKGROUND The source range neutron flux monitors are used during refueling operations
to monitor the core reactivity condition. The installed source range neutron
flux monitors are part of the Nuclear Instrumentation System (NIS). These
detectors are located external to the reactor vessel and detect neutrons
leaking from the core.

The installed source range neutron flux monitors are BF3 detectors
operating in the proportional region of the gas filled detector characteristic
curve. The detectors monitor the neutron flux in counts per second. The
instrument range covers six decades of neutron flux (E+6 cps). The
detectors also provide continuous visual indication in the control room and
an audible count rate in the control room to alert operators to a possible
dilution accident. Audible count rate is also provided in the upper
containment. The NIS is designed in accordance with the criteria presented
in Reference 1.

APPLICABLE
SAFETY
ANALYSES

Two OPERABLE source range neutron flux monitors are required to alert the
operator to unexpected changes in core reactivity such as with a boron
dilution accident (Ref. 2) or an improperly loaded fuel assembly. The
audible count rate from the selected source range neutron flux monitor
provides prompt and definite indication of any boron dilution. The count rate
increase is proportional to the subcritical multiplication factor and allows
operators to promptly recognize the initiation of a boron dilution event.
Prompt recognition of the initiation of a boron dilution event is consistent with
the assumptions of the safety analysis and is necessary to assure sufficient
time is available for isolation of the primary water makeup source before
SHUTDOWN MARGIN is lost (Ref. 2).

The source range neutron flux monitors satisfy Criterion 3 of
10 CFR 50.36(c)(2)(ii).

LCO This LCO requires that two source range neutron flux monitors be
OPERABLE to ensure that redundant monitoring capability is available to
detect changes in core reactivity. To be OPERABLE, each monitor must
provide visual indication in the control room. In addition, at least one of the
two monitors must provide an OPERABLE audible count rate function in the
control room to alert the operators to the initiation of a boron dilution event.
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APPLICABILITY In MODE 6, the source range neutron flux monitors must be OPERABLE to
determine changes in core reactivity. There are no other direct means
available to check core reactivity levels. In MODES 2, 3,4, and 5, one of the
two installed source range detectors and circuitry is also required to be
OPERABLE by LCO 3.3.1, "Reactor Protection System (RPS)
Instrumentation".

ACTIONS A.1 and A.2

With only one source range neutron flux monitor OPERABLE, redundancy
has been lost. Since these instruments are the only direct means of
monitoring core reactivity conditions, CORE ALTERATIONS and introduction
of coolant into the RCS with boron concentration less than required to meet
the minimum boron concentration of LCO 3.9.1 must be suspended
immediately. Suspending positive reactivity additions that could result in
failure to meet the minimum boron concentration limit is required to assure
continued safe operation. Introduction of coolant inventory must be from
sources that have a boron concentration greater than what would be
required in the RCS for minimum refueling boron concentration. This may
result in an overall reduction in RCS boron concentration, but provides
acceptable margin to maintaining subcritical operation. Performance of
Required Action A.1 shall not preclude completion of movement of a
component to a safe position.

B.1

With no source range neutron flux monitor OPERABLE, action to restore a
monitor to OPERABLE status shall be initiated immediately. Once initiated,
action shall be continued until a source range neutron flux monitor is
restored to OPERABLE status. Note that entry into Condition C is required
when Condition B is entered.

B.2

With no source range neutron flux monitor OPERABLE, there are no direct
means of detecting changes in core reactivity. However, since CORE
ALTERATIONS and positive reactivity additions are not to be made, the core
reactivity condition is stabilized until the source range neutron flux monitors
are OPERABLE. This stabilized condition is determined by performing
SR 3.9.1.1 to ensure that the required boron concentration exists.
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BASES
ACTIONS (continued)

The Completion Time of once per 12 hours is sufficient to obtain and
analyze a reactor coolant sample for boron concentration and ensures that
unplanned changes in boron concentration would be identified. The 12 hour
Frequency is reasonable, considering the low probability of a change in core
reactivity during this time period.

C.1

With no audible count rate OPERABLE, prompt and definite indication of a
boron dilution event, consistent with the assumptions of the safety analysis,
is lost. In this situation, the boron dilution event may not be detected quickly
enough to assure sufficient time is available for operators to manually isolate
the unborated water source and stop the dilution prior to the loss of
SHUTDOWN MARGIN. Therefore, action must be taken to prevent an
inadvertent boron dilution event from occurring. This is accomplished by
isolating all the unborated water flow paths to the Reactor Coolant System.
Isolating these flow paths ensures that an inadvertent dilution of the reactor
coolant boron concentration is prevented. The Completion Time of
"Immediately" assures a prompt response by operations and requires an
operator to initiate actions to isolate an affected flow path immediately.
Once actions are initiated, they must be continued until all the necessary
flow paths are isolated or the circuit is restored to OPERABLE status.

SURVEILLANCE SR 3.9.2.1
REQUIREMENTS

SR 3.9.2.1 is the performance of a CHANNEL CHECK, which is a
comparison of the parameter indicated on one channel to a similar
parameter on other channels. It is based on the assumption that the two
indication channels should be consistent with core conditions. Changes in
fuel loading and core geometry can result in significant differences between
source range channels, but each channel should be consistent with its local
conditions.

The Frequency of 12 hours is consistent with the CHANNEL CHECK
Frequency specified similarly for the same instruments in LCO 3.3.1.

SR 3.9.2.2

SR 3.9.2.2 is the performance of a CHANNEL CALIBRATION every
24 months. This SR is modified by a Note stating that neutron detectors are
excluded from the CHANNEL CALIBRATION. The CHANNEL
CALIBRATION for the source range neutron flux monitors consists of

INDIAN POINT 2 B 3.9.2 - 3 Revision 0



Nuclear Instrumentation
B 3.9.2

BASES
SURVEILLANCE REQUIREMENTS (continued)

obtaining the detector plateau or preamp discriminator curves, evaluating
those curves, and comparing the curves to the manufacturer's data. The
CHANNEL CALIBRATION also includes verification of the audible count rate
function. The 24 month Frequency is based on the need to perform this
Surveillance under the conditions that apply during a plant outage. Operating
experience has shown these components usually pass the Surveillance
when performed at the 24 month Frequency.

REFERENCES 1. 10 CFR 50, Appendix A, GDC 13, GDC 26, GDC 28, and GDC 29.

2. UFSAR, Section 14.1.5.
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B 3.9 REFUELING OPERATIONS

B 3.9.3 Containment Penetrations

BASES

BACKGROUND During movement of recently irradiated fuel assemblies within containment,
a release of fission product radioactivity within containment will be restricted
from escaping to the environment when the LCO requirements are met. In
MODES 1, 2, 3, and 4, this is accomplished by maintaining containment
OPERABLE as described in LCO 3.6.1, "Containment." In MODE 6, the
potential for containment pressurization as a result of an accident is not
likely; therefore, requirements to isolate the containment from the outside
atmosphere can be less stringent. The LCO requirements are referred to as
"containment closure" rather than "containment OPERABILITY."
Containment closure means that all potential escape paths are closed or
capable of being closed. Since there is no potential for containment
pressurization, the Appendix J leakage criteria and tests are not required.

The containment serves to contain fission product radioactivity that may be
released from the reactor core following an accident, such that offsite
radiation exposures are maintained well within the requirements of
10 CFR 50.67, "Accident Source Term." Additionally, the containment
provides radiation shielding from the fission products that may be present in
the containment atmosphere following accident conditions.

The containment equipment hatch, which is part of the containment pressure
boundary, provides a means for moving large equipment and components
into and out of containment. During movement of recently irradiated fuel
assemblies within containment, the opening must be closed using an
equipment hatch closure plate that may include a personnel access door
that is capable of being closed and the equipment hatch must be held in
place by at least four bolts.

The containment air locks, which are also part of the containment pressure
boundary, provide a means for personnel access during MODES 1, 2, 3,
and 4 unit operation in accordance with LCO 3.6.2, "Containment Air Locks."
Each air lock has a door at both ends. The doors are normally interlocked to
prevent simultaneous opening when containment OPERABILITY is
required. During periods of unit shutdown when containment closure is not
required, the door interlock mechanism may be disabled, allowing both
doors of an air lock to remain open for extended periods when frequent
containment entry is necessary. During movement of recently irradiated fuel
assemblies within containment, containment closure is required; therefore,
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BASES
BACKGROUND (continued)

the door interlock mechanism may remain disabled, but one air lock door
must always remain closed.

The requirements for containment penetration closure ensure that a release
of fission product radioactivity within containment will be restricted to within
regulatory limits.

A detailed description of the Containment Purge System (containment purge
supply line and containment purge exhaust line) and the Containment
Pressure Relief Line is provided in the Background of the Bases for
Technical Specification 3.6.3, "Containment Isolation Valves."

Both the containment purge supply and exhaust isolation valves (FCV-1 170,
FCV-1171, FCV-1172, and FCV-1173) and the containment pressure relief
line isolation valves (PCV-1 190, PCV-1 191 and PCV-1 192) close when high
radiation levels are detected by the Containment Air Particulate Monitor
(R-41) or Containment Radioactive Gas Monitor (R-42). The Containment
Phase A Isolation ESFAS signal (LCO 3.3.2, Function 3.a) and Containment
Spray ESFAS signal (LCO 3.3.2, Function 2) also cause closure of the
containment purge isolation valves and the containment pressure relief
isolation valves.

The other containment penetrations that provide direct access from
containment atmosphere to outside atmosphere must be isolated on at least
one side. Isolation may be achieved by an OPERABLE automatic isolation
valve, or by a manual isolation valve, blind flange, or equivalent. Equivalent
isolation methods must be approved and may include use of a material that
can provide a temporary, atmospheric pressure, ventilation barrier for the
other containment penetrations during recently irradiated fuel movements
(Ref. 1).

APPLICABLE
SAFETY
ANALYSES

At Indian Point 2, the radiological consequence analyses for the fuel
handling accident demonstrate compliance with 10 CFR 50.67, "Accident
Source Term.' This analysis of a fuel handling accident is based on the
assumption that decay time (i.e., fuel has decayed for greater than
100 hours) and water level are the primary success path for mitigating a fuel
handling accident. This analysis assumed that activity from the damaged
fuel assembly was released to the outside atmosphere through the
containment purge system without taking any credit for either isolation or
filtration of the release path (Ref. 2).
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APPLICABLE SAFETY ANALYSES (continued)

Additionally, the analysis of a fuel handling accident (Ref. 2) demonstrated
that 10 CFR 50.67 limits would be met even if the equipment hatch and
personnel airlock remain open during the fuel handling accident inside
containment. The analysis was performed to justify refueling operations with
the containment personnel air locks and the equipment hatch open (Ref. 2).

However, the relaxations justified in Reference 2 do not apply when moving
recently irradiated fuel (i.e., fuel assemblies that have been part of a critical
reactor in the previous 100 hours). Therefore, during movement of recently
irradiated fuel assemblies, LCO 3.9.3, "Containment Penetrations,"
establishes requirements for containment closure that minimize any release
to the environment resulting from a fuel handling accident that occurs when
the reactor has been subcritical for less than the 100 hours assumed in
Reference 2.

Containment penetrations satisfy Criterion 3 of 10 CFR 50.36(c)(2)(ii).

LCO This LCO limits the consequences of a fuel handling accident involving
recently irradiated fuel in containment by limiting the potential escape paths
for fission product radioactivity released within containment. The
LCO requires any penetration providing direct access from the containment
atmosphere to the outside atmosphere to be closed except for the
OPERABLE containment purge and exhaust penetrations and pressure
relief line penetration and the containment personnel air locks. For the
OPERABLE containment purge and exhaust penetrations and pressure
relief line penetration, this LCO ensures that these penetrations are isolable
by the Containment Purge and Exhaust Isolation System. The
OPERABILITY requirements for this LCO ensure that the automatic purge
and exhaust valve closure times specified in the FSAR can be achieved and,
therefore, meet the assumptions used in the safety analysis to ensure that
releases through the valves are terminated, such that radiological doses are
within the acceptance limit.

Technical Requirements Manual (TRM) 3.9.A specifies that movement of
fuel in the reactor cannot be initiated until the reactor has been subcritical for
>* 100 hours. Therefore, TRM 3.9.A prohibits movement of any fuel that can
be classified as recently irradiated."
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LCO (continued)

The LCO is modified by a Note allowing penetration flow paths with direct
access from the containment atmosphere to the outside atmosphere to be
unisolated under administrative controls. Administrative controls ensure that
1) appropriate personnel are aware of the open status of the penetration flow
path during CORE ALTERATIONS involving recently irradiated fuel or
movement of recently irradiated fuel assemblies within containment, and
2) specified individuals are designated and readily available to isolate the
flow path in the event of a fuel handling accident.

The containment personnel air lock doors may be open during movement of
irradiated fuel in the containment and during CORE ALTERATIONS
involving recently irradiated fuel provided that one door is capable of being
closed in the event of a fuel handling accident. Should a fuel handling
accident occur inside containment, one personnel air lock door will be closed
following an evacuation of containment.

When moving irradiated fuel, the following guidelines should be included in
the assessment of systems removed from service during movement of
irradiated fuel:

- During fuel handling/core alterations, ventilation system and radiation
monitor availability (as defined in NUMARC 91-06) should be
assessed, with respect to filtration and monitoring of releases from the
fuel. Following shutdown, radioactivity in the fuel decays away fairly
rapidly. The basis of the Technical Specification OPERABILITY
amendment is the reduction in doses due to such decay. The goal of
maintaining ventilation system and radiation monitor availability is to
reduce doses even further below that provided by the natural decay.

- A single normal or contingency method to promptly close primary or
secondary containment penetrations should be developed. Such
prompt methods need not completely block the penetration or be
capable of resisting pressure.

The purpose of the "prompt methods" mentioned above are to enable
ventilation systems to draw the release from a postulated fuel handling
accident in the proper direction such that it can be treated and monitored.

APPLICABILITY The containment penetration requirements are applicable during movement
of recently irradiated fuel assemblies within containment because this is
when there is a potential for the limiting fuel handling accident. In
MODES 1, 2, 3, and 4, containment penetration requirements are addressed
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by LCO3.6.1. In MODES 5 and6, when movement of irradiated fuel
assemblies within containment is not being conducted, the potential for a
fuel handling accident does not exist. Additionally, due to radioactive decay,
a fuel handling accident not involving recently irradiated fuel (i.e., fuel that
has occupied part of a critical reactor core within the previous 100 hours)
even without containment closure capability. Therefore, after the reactor has
been subcritical for> 100 hours, no requirements are placed on containment
penetration status.

ACTIONS A.1

If the containment equipment hatch, air locks, or any containment
penetration that provides direct access from the containment atmosphere to
the outside atmosphere is not in the required status, including the
Containment Purge and Exhaust pressure relief line Isolation System not
capable of automatic actuation when the purge and exhaust valves are
open, the unit must be placed in a condition where the isolation function is
not needed. This is accomplished by immediately suspending movement of
recently irradiated fuel assemblies within containment. Performance of
these actions shall not preclude completion of movement of a component to
a safe position.

SURVEILLANCE SR 3.9.3.1
REQUIREMENTS

This Surveillance demonstrates that each of the containment penetrations
required to be in its closed position is in that position. The Surveillance on
the open purge and exhaust valves will demonstrate that the valves are not
blocked from closing. Also the Surveillance will demonstrate that each valve
operator has motive power, which will ensure that each valve is capable of
being closed by an OPERABLE automatic containment purge and exhaust
isolation signal.

The Surveillance is performed within 7 days of movement of recently
irradiated fuel assemblies within containment. The Surveillance interval is
selected to be commensurate with the 100 hour decay time that defines
recently irradiated fuel. A surveillance before the start of refueling
operations will not have to be repeated during the applicable period for this
LCO. This Surveillance ensures that a postulated fuel handling accident
involving recently irradiated fuel that releases fission product radioactivity
within the containment will not result in a release of significant fission
product radioactivity to the environment.
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SR 3.9.3.2

This Surveillance demonstrates that each containment purge and exhaust
and pressure relief line isolation valve actuates to its isolation position on
manual initiation or on an actual or simulated high radiation signal. The
24 month Frequency maintains consistency with ESFAS instrumentation
testing requirements in LCO 3.3.6, "Containment Purge System and
Pressure Relief Line Isolation Instrumentation." Additionally, SR 3.6.3.5
demonstrates that the isolation time of each valve is in accordance with the
Inservice Testing Program requirements. These Surveillances performed
during MODE 6 will ensure that the valves are capable of closing after a
postulated fuel handling accident involving recently irradiated fuel to limit a
release of fission product radioactivity from the containment.

The SR is modified by a Note stating that this Surveillance is not required to
be met for valves in isolated penetrations. The LCO provides the option to
close penetrations in lieu of requiring automatic acutation capability.

REFERENCES 1. GPU Nuclear Safety Evaluation SE-0002000-001, Rev. 0,
May 20,1988.

2. Safety Evaluation by the Office of Nuclear Reactor Regulation
Related to Amendment No. 211 to Facility Operating License No.
DPR-26, July 27, 2000.
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B 3.9 REFUELING OPERATIONS

B 3.9.4 Residual Heat Removal (RHR) and Coolant Circulation - High Water Level

BASES

BACKGROUND The purpose of the RHR System in MODE 6 is to remove decay heat and
sensible heat from the Reactor Coolant System (RCS), as required by
GDC 34, to provide mixing of borated coolant and to prevent boron
stratification. Heat is removed from the RCS by circulating reactor coolant
through the RHR heat exchanger(s), where the heat is transferred to the
Component Cooling Water System. The coolant is then returned to the RCS
via the RCS cold leg(s). Operation of the RHR System for normal cooldown
or decay heat removal is manually accomplished from the control room. The
heat removal rate is adjusted by controlling the flow of reactor coolant
through the RHR heat exchanger(s) or by regulating service water or
component cooling water flow. Mixing of the reactor coolant is maintained
by this continuous circulation of reactor coolant through the RHR System.

APPLICABLE
SAFETY
ANALYSES

If the reactor coolant temperature is not maintained below 2000F, boiling of
the reactor coolant could result. This could lead to a loss of coolant in the
reactor vessel. Additionally, boiling of the reactor coolant could lead to a
reduction in boron concentration in the coolant due to boron plating out on
components near the areas of the boiling activity. The loss of reactor
coolant and the reduction of boron concentration in the reactor coolant would
eventually challenge the integrity of the fuel cladding, which is a fission
product barrier. One train of the RHR System is required to be operational
in MODE 6, with the water level 2 23 ft above the top of the reactor vessel
flange, to prevent this challenge. The LCO does permit the RHR pump to be
removed from operation for short durations, under the condition that the
boron concentration is not diluted. This conditional stopping of the RHR
pump does not result in a challenge to the fission product barrier.

The RHR System satisfies Criterion 4 of 10 CFR 50.36(c)(2)(ii).

LCO Only one RHR loop is required for decay heat removal in MODE 6, with the
water level 2 23 ft above the top of the reactor vessel flange. Only one RHR
loop is required to be OPERABLE, because the volume of water above the
reactor vessel flange provides backup decay heat removal capability. At
least one RHR loop must be OPERABLE and in operation to provide:

a. Removal of decay heat,
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LCO (continued)

b. Mixing of borated coolant to minimize the possibility of criticality, and

c. Indication of reactor coolant temperature.

An OPERABLE RHR loop in MODE 6 includes an RHR pump, a heat
exchanger, valves, piping, instruments, and controls to ensure an
OPERABLE flow path and to determine the loop temperature. The flow path
starts in the loop 22 RCS hot leg and is returned to the RCS cold legs.
Although either RHR heat exchanger may be credited for either RHR loop,
one RHR heat exchanger must be OPERABLE for each OPERABLE RHR
loop.

The LCO is modified by a Note that allows the required operating RHR loop
to be removed from operation for up to 1 hour per 8 hour period, provided no
operations are permitted that would dilute the RCS boron concentration
introduction of coolant into the RCS with boron concentration less than
required to meet the minimum boron concentration of LCO 3.9.1. Boron
concentration reduction with coolant at boron concentrations less than
required to assure the RCS boron concentration is maintained is prohibited
because uniform concentration distribution cannot be ensured without forced
circulation. This permits operations such as core mapping or alterations in
the vicinity of the reactor vessel hot leg nozzles and RCS to RHR isolation
valve testing. During this 1 hour period, decay heat is removed by natural
convection to the large mass of water in the refueling cavity.

APPLICABILITY One RHR loop must be OPERABLE and in operation in MODE 6, with the
water level 2 23 ft above the top of the reactor vessel flange, to provide
decay heat removal. The 23 ft water level was selected because it
corresponds to the 23 ft requirement established for fuel movement in
LCO 3.9.6, "Refueling Cavity Water Level." Requirements for the RHR
System in other MODES are covered by LCOs in Section 3.4, Reactor
Coolant System (RCS), and Section 3.5, Emergency Core Cooling Systems
(ECCS). RHR loop requirements in MODE 6 with the water level < 23 ft are
located in LCO 3.9.5, "Residual Heat Removal (RHR) and Coolant
Circulation - Low Water Level."

ACTIONS RHR loop requirements are met by having one RHR loop OPERABLE and in
operation, except as permitted in the Note to the LCO.
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A.1

If RHR loop requirements are not met, there will be no forced circulation to
provide mixing to establish uniform boron concentrations. Suspending
positive reactivity additions that could result in failure to meet the minimum
boron concentration limit is required to assure continued safe operation.
Introduction of coolant inventory must be from sources that have a boron
concentration greater than what would be required in the RCS for minimum
refueling boron concentration. This may result in an overall reduction in
RCS boron concentration, but provides acceptable margin to maintaining
subcritical operation.

A.2

If RHR loop requirements are not met, actions shall be taken immediately to
suspend loading of irradiated fuel assemblies in the core. With no forced
circulation cooling, decay heat removal from the core occurs by natural
convection to the heat sink provided by the water above the core. A
minimum refueling water level of 23 ft above the reactor vessel flange
provides an adequate available heat sink. Suspending any operation that
would increase decay heat load, such as loading an irradiated fuel
assembly, is a prudent action under this condition.

A.3

If RHR loop requirements are not met, actions shall be initiated and
continued in order to satisfy RHR loop requirements. With the unit in
MODE 6 and the refueling water level 2 23 ft above the top of the reactor
vessel flange, corrective actions shall be initiated immediately.

A.4, A.5, A.6.1, and A.6.2

If no RHR is in operation, the following actions must be taken:

a. The equipment door or a closure plate must be properly installed,

b. One door (permanent or temporary) in each air lock must be closed,
and
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c. Each penetration providing direct access from the containment
atmosphere to the outside atmosphere must be either closed by a
manual or automatic isolation valve, blind flange, or equivalent, or
verified to be capable of being closed by an OPERABLE Containment
Purge System and Pressure Relief Line Isolation System.

With RHR loop requirements not met, the potential exists for the coolant to
boil and release radioactive gas to the containment atmosphere. Performing
the actions described above ensures that all containment penetrations are
either closed or can be closed so that the dose limits are not exceeded.

The Completion Time of 4 hours allows fixing of most RHR problems and is
reasonable, based on the low probability of the coolant boiling in that time.

SURVEILLANCE SR 3.9.4.1
REQUIREMENTS

This Surveillance demonstrates that the RHR loop is in operation and
circulating reactor coolant. The flow rate is determined by the flow rate
necessary to provide sufficient decay heat removal capability and to prevent
thermal and boron stratification in the core. The Frequency of 12 hours is
sufficient, considering the flow, temperature, pump control, and alarm
indications available to the operator in the control room for monitoring the
RHR System.

REFERENCES None.

INDIAN POINT 2 B 3.9.4 - 4 Revision 0



RHR and Coolant Circulation - Low Water Level
B 3.9.5

B 3.9 REFUELING OPERATIONS

B 3.9.5 Residual Heat Removal (RHR) and Coolant Circulation - Low Water Level

BASES

BACKGROUND The purpose of the RHR System in MODE 6 is to remove decay heat and
sensible heat from the Reactor Coolant System (RCS), as required by
GDC 34, to provide mixing of borated coolant, and to prevent boron
stratification. Heat is removed from the RCS by circulating reactor coolant
through the RHR heat exchangers where the heat is transferred to the
Component Cooling Water System. The coolant is then returned to the RCS
via the RCS cold leg(s). Operation of the RHR System for normal cooldown
decay heat removal is manually accomplished from the control room. The
heat removal rate is adjusted by controlling the flow of reactor coolant
through the RHR heat exchanger(s) or by regulating component cooling
water or service water flow. Mixing of the reactor coolant is maintained by
this continuous circulation of reactor coolant through the RHR System.

APPLICABLE
SAFETY
ANALYSES

If the reactor coolant temperature is not maintained below 2000F, boiling of
the reactor coolant could result. This could lead to a loss of coolant in the
reactor vessel. Additionally, boiling of the reactor coolant could lead to a
reduction in boron concentration in the coolant due to the boron plating out
on components near the areas of the boiling activity. The loss of reactor
coolant and the reduction of boron concentration in the reactor coolant will
eventually challenge the integrity of the fuel cladding, which is a fission
product barrier. Two trains of the RHR System are required to be
OPERABLE, and one train in operation, in order to prevent this challenge.

The RHR System satisfies Criterion 4 of 10 CFR 50.36(c)(2)(ii).

LCO In MODE 6, with the water level < 23 ft above the top of the reactor vessel
flange, both RHR loops must be OPERABLE. Additionally, one loop of RHR
must be in operation in order to provide:

a. Removal of decay heat,

b. Mixing of borated coolant to minimize the possibility of criticality, and

c. Indication of reactor coolant temperature.
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An OPERABLE RHR loop in MODE 6 consists of an RHR pump, a heat
exchanger, valves, piping, instruments and controls to ensure an
OPERABLE flow path and to determine the loop temperature. The flow path
starts in RCS hot leg for loop 22 and is returned to the RCS cold legs.
Although either RHR heat exchanger may be credited for either RHR loop,
one RHR heat exchanger must be OPERABLE for each OPERABLE RHR
loop.

This LCO is modified by a Note that permits the RHR pumps to be removed
from operation for • 15 minutes when switching from one loop to another.
The circumstances for stopping both RHR pumps are to be limited to
situations when the outage time is short and the core outlet temperature is
maintained > 10 degrees F below saturation temperature (i.e., subcooled).
The Note prohibits boron dilution or draining operations when RHR forced
flow is stopped.

This LCO is modified by a Note that allows one RHR loop to be inoperable
for a period of 2 hours provided the other loop is OPERABLE and in
operation. Prior to declaring the loop inoperable, consideration should be
given to the existing plant configuration. This consideration should include
that the core time to boil is short, there is no draining operation to further
reduce RCS water level and that the capability exists to inject borated water
into the reactor vessel. This permits surveillance tests to be performed on
the inoperable loop during a time when these tests are safe and possible.

APPLICABILITY Two RHR loops are required to be OPERABLE, and one RHR loop must be
in operation to provide decay heat removal when in MODE 6, with the water
level < 23 ft above the top of the reactor vessel flange. Requirements for the
RHR System in other MODES are covered by LCOs in Section 3.4, Reactor
Coolant System (RCS), and Section 3.5, Emergency Core Cooling System
(ECCS). RHR loop requirements in MODE 6 with the water level 2 23 ft are
located in LCO 3.9.4, "Residual Heat Removal (RHR) and Coolant
Circulation - High Water Level."

ACTIONS A.1 and A.2

If one or both RHR loops are inoperable, action shall be immediately initiated
and continued until the RHR loop is restored to OPERABLE status and to
operation or until 2 23 ft of water level is established above the reactor
vessel flange. When the water level is 2 23 ft above the reactor vessel
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ACTIONS (continued)

flange, the Applicability changes to that of LCO 3.9.4, and only one RHR
loop is required to be OPERABLE and in operation. An immediate
Completion Time is necessary for an operator to initiate corrective actions.

B.1

If no RHR loop is in operation, there will be no forced circulation to provide
mixing to establish uniform boron concentrations. Suspending positive
reactivity additions that could result in failure to meet the minimum boron
concentration limit is required to assure continued safe operation.
Introduction of coolant inventory must be from sources that have a boron
concentration greater than that what would be required in the RCS for
minimum refueling boron concentration. This may result in an overall
reduction in RCS boron concentration, but provides acceptable margin to
maintaining subcritical operation.

B.2

If no RHR loop is in operation, actions shall be initiated immediately, and
continued, to restore one RHR loop to operation. Since the unit is in
Conditions A and B concurrently, the restoration of two OPERABLE RHR
loops and one operating RHR loop should be accomplished expeditiously.

B.3. B.4, B.5.1. and B.5.2

If no RHR is in operation, the following actions must be taken:

a. The equipment door or closure plate must be properly installed,

b. One door (either permanent or temporary) in each air lock must be
closed,

c. Each penetration providing direct access from the containment
atmosphere to the outside atmosphere must be either closed by a
manual or automatic isolation valve, blind flange, or equivalent, and

d. Containment purge supply and exhaust and pressure relief line must
be verified to be capable of being closed by an OPERABLE
Containment Purge System and Pressure Relief Line Isolation System.
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RHR and Coolant Circulation - Low Water Level
B 3.9.5

BASES
ACTIONS (continued)

With RHR loop requirements not met, the potential exists for the coolant to
boil and release radioactive gas to the containment atmosphere. Performing
the actions stated above ensures that all containment penetrations are either
closed or can be closed so that dose limits are not exceeded.

The Completion Time of 4 hours allows fixing of most RHR problems and is
reasonable, based on the low probability of the coolant boiling in that time.

SURVEILLANCE SR 3.9.5.1
REQUIREMENTS

This Surveillance demonstrates that one RHR loop is in operation and
circulating reactor coolant. The flow rate is determined by the flow rate
necessary to provide sufficient decay heat removal capability and to prevent
thermal and boron stratification in the core. In addition, during operation of
the RHR loop with the water level in the vicinity of the reactor vessel
nozzles, the RHR pump suction requirements must be met. The Frequency
of 12 hours is sufficient, considering the flow, temperature, pump control,
and alarm indications available to the operator for monitoring the RHR
System in the control room.

SR 3.9.5.2

Verification that the required pump is OPERABLE ensures that an additional
RHR pump can be placed in operation, if needed, to maintain decay heat
removal and reactor coolant circulation. Verification is performed by
verifying proper breaker alignment and power available to the required
pump. The Frequency of 7 days is considered reasonable in view of other
administrative controls available and has been shown to be acceptable by
operating experience.

REFERENCES None.
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Refueling Cavity Water Level
B 3.9.6

B 3.9 REFUELING OPERATIONS

B 3.9.6 Refueling Cavity Water Level

BASES

BACKGROUND The minimum water level of 23 ft above the top of reactor vessel flange
required during movement of irradiated fuel assemblies within containment is
needed to meet the assumptions for iodine decontamination factors following
a fuel handling accident. The analysis of a fuel handling accident is based
on the assumption that decay time and water level are the primary success
path for mitigating a fuel handling accident. The required minimum water
level also provides shielding and minimizes the general area dose during the
movement of irradiated fuel.

APPLICABLE
SAFETY
ANALYSES

The minimum water level of 23 ft above the top of reactor vessel flange
required during movement of irradiated fuel assemblies within containment is
an assumption in the Indian Point 2 analyses of the radiological
consequences of the fuel handling accident (Ref. I and 2). These analyses
demonstrate that the limits specified in 10 CFR 50.67, Accident Source Term
(Ref. 3) are met during the fuel handling accident.

The analysis of a fuel handling accident is based on the assumption that
decay time and water level are the primary success path for mitigating a fuel
handling accident (Ref. 2).

Decay of the short-lived fission products greatly reduces the fission product
inventory present in irradiated fuel following reactor shutdown. A longer
decay period before the fuel handling accident is assumed to occur takes
advantage of the reduced radionuclide inventory available for release.
Therefore, Reference 1 assumes that fuel involved in the accident has not
occupied part of a critical reactor core within the previous 100 hours.

The water level above damaged fuel assembly determines the iodine
decontamination factors that can be used when determining the radiological
consequences of the fuel handling accident. Reference I assumed that
there is a minimum of 23 feet of water above the reactor vessel flange as
required by this LCO when the fuel handling accident occurs. With this
water depth, a decontamination factor (DF) of 500 specified by NRC Draft
Guide (DG)-1081 for elemental iodine would apply. However, the
decontamination factor was reduced to 400 for conservatism because the
fuel rod pressure may exceed the DG-1081 assumption of 1200 psig (but
would be less than 1500 psig). The decontamination factor for organic iodine
and noble gases was 1.0. The activity released from the damaged assembly
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Refueling Cavity Water Level
B 3.9.6

BASES
APPLICABLE SAFETY ANALYSES (continued)

is assumed to be released to the environment over a two hour period.
These assumptions consistent with the guidance provided in DG-1 081. The
fuel assembly fission product inventory is based on the assumption that the
subject fuel assembly has been operated at 1.7 times core average power
(and thus has 1.7 times the average fuel assembly fission product inventory)
(Ref. 2).

This analysis assumed that activity from the damaged fuel assembly was
released to the outside atmosphere through the containment purge system
without taking any credit for either isolation or filtration of the release path.
This is conservative because the containment purge supply line,
containment purge exhaust line and the containment pressure relief line are
expected to be isolated by a Containment Air Particulate Monitor (R-42) or
Radioactive Gas Monitor (R-41) even though this isolation is not required to
meet 10 CFR 50.67 limits (Ref. 2).

Refueling cavity water level satisfies Criterion 2 of 10 CFR 50.36(c)(2)(ii).

LCO A minimum refueling cavity water level of 23 ft above the reactor vessel
flange is required to ensure that the radiological consequences of a
postulated fuel handling accident inside containment are within acceptable
limits.

APPLICABILITY LCO 3.9.6 is applicable when moving irradiated fuel assemblies within
containment. The LCO minimizes the possibility of a fuel handling accident
in containment that is beyond the assumptions of the safety analysis. If
irradiated fuel assemblies are not present in containment, there can be no
significant radioactivity release as a result of a postulated fuel handling
accident. Requirements for fuel handling accidents in the spent fuel pit are
covered by LCO 3.7.11, "Spent Fuel Pit Water Level."

ACTIONS A.1

With a water level of < 23 ft above the top of the reactor vessel flange, all
operations involving or movement of irradiated fuel assemblies within the
containment shall be suspended immediately to ensure that a fuel handling
accident cannot occur.

The suspension of fuel movement shall not preclude completion of
movement of a component to a safe position.
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Refueling Cavity Water Level
B 3.9.6

BASES

SURVEILLANCE
REQUIREMENTS

SR 3.9.6.1

Verification of a minimum water level of 23 ft above the top of the reactor
vessel flange ensures that the design basis for the analysis of the postulated
fuel handling accident during refueling operations is met. Water at the
required level above the top of the reactor vessel flange limits the
consequences of damaged fuel rods that are postulated to result from a fuel
handling accident inside containment (Ref. 2).

The Frequency of 24 hours is based on engineering judgment and is
considered adequate in view of the large volume of water and the normal
procedural controls of valve positions, which make significant unplanned
level changes unlikely.

REFERENCES 1. UFSAR, Section 14.1.

2. Safety Evaluation by the Office of Nuclear Reactor Regulation
Related to Amendment No. 211 to Facility Operating License No.
DPR-26, July 27, 2000.

3. 10 CFR 50.67.
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instrumentation and radiation monitoring equipment
calibration, and as fission detectors in amounts as
required;

(4) ENO pursuant to the Act and 10 CFR Parts 30, 40 and 70, Amdt. 42
to receive, possess, and use in amounts as required any 10-17-78
byproduct, source or special nuclear material without
restriction to chemical or physical form, for sample analysis
or instrument calibration or associated with radioactive
apparatus or components;

(5) ENO pursuant to the Act and 10 CFR Parts 30 and 70, to
possess, but not separate, such byproduct and special
nuclear materials as may be produced by the operation of
the facility.

C. This amended license shall be deemed to contain and is subject to the conditions
specified in the following Commission regulations in 10 CFR Chapter : Part 20,
Section 30.34 of Part 30, Section 40.41 of Part 40, Sections 50.54 and 50.59 of
Part 50, and Section 70.32 of Part 70; is subject to all applicable provisions of the Act
and to the rules, regulations, and orders of the Commission now or hereafter in effect;
and is subject to the additional conditions specified or incorporated below:

(1) Maximum Power Level

ENO is authorized to operate the facility an steady state Amdt. 237
reactor core power levels not in excess of 3114.4 5-22-03
megawatts thermal.

(2) Technical Specifications

2.C (~ The Technical Specifications ontaned in Appendices A and B, as revised
2.C ()_) through Amendment No. 3 are hereby incorporated in the license. ENO

shall operate the facility in accordance with the Technical Specifications.

D. (1) Deleted perAmdt. 82,12-11-82.

(2) Secondary Water Chemistry onitoringr--

ENO shall implement a secondary water chemistry mon tor ngA
program to inhibit steam generator tube degradation. The,
program shall include:

a) Identification of a sampling schedule for the critical< parameters and control points for these parameters;

ye 238)

Amendment No.
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ha. The following conditions relate to the amendment approving the conversion to
('3) Improved Standard Technical Specifications:

1. This amendment authorizes the relocation of certain Technical
Specification requirements and detailed information to licensee-controlled
documents as described in Table R, "Relocated Technical Specifications
from the CTS," and Table LA, "Removed Details and Less Restrictive
administrative Changes to the CTS" attached to the NRC staffs Safety
Evaluation enclosed with this amendment. The relocation of requirements
and detailed information shall be completed on or before the
implementation of this amendment.

2. The following is a schedule for implementing surveillance requirements
(SRs):

For SRs that are new in this amendment, the first performance is due at
the end of the first surveillance interval that begins on the date of
implementation of this amendment.

For SRs that existed prior to this amendment whose intervals of
performance are being reduced, the first reduced surveillance interval
begins upon completion of the first surveillance performed after the date
of implementation of this amendment.

For SRs that existed prior to this amendment that have modified
acceptance criteria, the first performance is due at the end of the first
surveillance interval that began on the date the surveillance was last
performed prior to the date of implementation of this amendment.

For SRs that existed prior to this amendment whose intervals of
performance are being extended, the first extended surveillance interval
begins upon completion of the last surveillance performed prior to the date
of implementation of this amendment.
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()Ientification of the procedures use quantf 
parameters that are critical t co Io points; \

(c) Identification of process s lng points;\

(d) Procedure for the re ding and management of data;

(e) Procedures d ing corrective actions for off contr point
chemisynditions; and

(f) A cedure identifying the authority resp sible for the
erpretation of the data, and the sequ ce and timing of

administrative events required to initi te corrective action.

E. Deleted per Amdt. 71, dated 8-5-81, effective 5-14-81.

F. This amended license is also subject to appropriate conditions by the New York
State Department of Environmental Conservation in its letter of September 24,
1973, to Consolidated Edison Company of New York, Inc., granting a
Section 401 certification under the Federal Water Pollution Control Act
amendments of 1972.

G. Pursuant to Section 50.60 of 10 CFR Part 50, paragraph 4 of Provisional
Construction Permit No. CPPR-21 allocating quantities of special nuclear
material, together with the related estimated schedules contained in Appendix A
attached to said provisional construction permit, shall remain in effect.

H. ENO shall fully implement and maintain in effect all provisions of
the physical security, guard training and qualification, and
safeguards contingency plans previously approved by the
Commission and all amendments and revisions to such plans
made pursuant to the authority of 10 CFR 50.90 and 10 CFR
50.54(p). The plans, which contain Safeguards Information
protected under 10 CFR 73.21, are entitled: "Indian Point Station,
Units 1 and 2 Physical Security Plan," with revisions submitted
through July 25, 1989; "Indian Point Station, Units 1 and 2,
Security Guard Training and Qualification Plan," with revisions
submitted through December 8, 1986; and "Indian Point Station,
Units 1 and 2, Safeguards Contingency Plan," with revisions
submitted through November 7, 1986.

Amdt. 145
1-2-90

I

I. Deleted per Amdt. 133, 7-6-88.

J. Deleted per Amdt. 133, 7-6-88.

Amendment No.2
.2sE)
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K. ENO shall implement and maintain in effect all provisions of the NRC-approved
fire protection program as described in the Updated Final Safety Analysis Report
for the facility and as approved in the Safety Evaluations Reports dated November
30,1977, February 3, 1978, January 31, 1979, October 31, 1980, August 22,
1983, March 30,1984, October 16,1984, September 16, 1985, November 13,
1985, March 4,1987, January 12,1989, and March 26,1996. ENO may make
changes to the NRC-approved fire protection program without prior approval of
the Commission only if those changes would not adversely affect the ability to
achieve and maintain safe shutdown in the event of a fire.

I

I

L. ENO shall implement a program to reduce leakage rom systems outside)
containment that would or could c n highly radioactive fluids ring a io
transient or accident to as log practical levels. The prog shall include the
following:

nab .:_ _4:_o - . _ t ! _- r - 4 as A - 1 .-/

I

1. Provisions es - 1bllyPIUU1IVU 111dultuti almea alna penolcu visual
K ~inspectivquirements, and//

/ 2. ~Int ad leak test requirements Xeach system at a frequey nt to
/ t zxceed refueling cycle intervals(#)

M. ENO shall implement a program which will ensure the capability to accurate
determine the airborne iodine concOfration in vital areas er accident
conditions. This program shall' ude the following:

1. Training of personn

2. Procedure foonitoring, and

Ifospg analysi ment.

F .

I

3. On the closing date of the transfer of the license, Con Edison shall transfer to ENIP2
all of the accumulated decommissioning trust funds for P2 and such additional funds
to be deposited in the decommissioning trusts for P2 such that the total amount
transferred for Indian Point Nuclear Generating Unit No. (IP1) and P2 is no less
than $430,000,000. Furthermore, ENIP2 shall either (a) establish a provisional trust
for decommissioning funding assurance for IP1 and P2 in an amount no less than
$25,000,000 (to be updated as required under applicable NRC regulations, unless
otherwise approved by the NRC) or (b) obtain a surety bond for an amount no less
than $25,000,000 (to be updated as required under applicable NRC regulations,
unless otherwise approved by the NRC). The total decommissioning funding
assurance provided for P2 by the combination of the decommissioning trust and the
provisional trust or surety bond at the time of transfer of the licenses shall be at a
level no less than the amounts calculated pursuant to, and required under, 10 CFR
50.75. The decommissioning trust, provisional trust, and surety bond shall be subject
to or be consistent with the following requirements, as applicable:K

G AU - 44 A 2 3
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