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RE: 10 CFR 50.55a(a)(3)(i)

U.S. Nuclear Regulatory Commission
Attention: Document Control Desk
Washington, DC 20555

Millstone Power Station, Unit No. 2
Withdrawal of a 10 CFR 50.55a Request RR-89-46 to use ASME

Code Case N-597-1 for Analytical Evaluation of Pipe Wall Thinning as an
Alternative to ASME Code Section Xl

On September 18, 2003,(') Dominion Nuclear Connecticut, Inc. (DNC) submitted a
Millstone Unit No. 2 (MP2) request for approval to use ASME Code Case N-597-1 in
support of activities for the Fall 2003 refueling outage (RFO 15). DNC is revising its
plans for repair and replacement activities for RFO 15 to address the piping element of
concern. Consequently, DNC hereby withdraws its request for relief.

There are no regulatory commitments contained within this letter.

Should you have any questions regarding this submittal,
Mr. David W. Dodson at (860) 447-1791, extension 2346.

please contact

Very truly yours,

DOMINION NUCLEAR CONNECTICUT, INC.

Si President - Millstone

cc: H. J. Miller, Region I Administrator
R. B. Ennis, NRC Senior Project Manager, Millstone Unit No. 2
NRC Senior Resident Inspector

(1) DNC letter, "Millstone Power Station Unit No. 2, 10 CFR 50.55a Request RR-89-46 to use
ASME Code Case N-597-1 for Analytical Evaluation of Pipe Wall Thinning as an Alternative
to ASME Code Section XI," dated September 18, 2003.
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