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EOC 16 (

CATEGORY B-A, Pressure Retaining Welds In
Reactor Vessel
Whell-to-FlanIe Weld

ITEM NUMBER ID NUMBER SYS ISO/DWG NUI

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 1
\IBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 1

12103/2003

B101.030.001 2RPV-W07

Circumferential
Class A

MCM 2201.01-01
NC MCM 2201.01-019

NDE-3650 UT CS 0.000 50304
10.900

NOZZLE BELT RING PC.06 TO VESSEL FLANGE
PC.07. UT FROM VESSEL FLANGE SURFACE.

Nozzle Belt to
Flange

Total B101.030 Items:

Total B01 Items:

1

1



EOC 16 (
CATEGORY B-D, Full Penetration Welded
Nozzels In Vessels - Inspection Program B
*Steam Generators (Primary Side)

ITEM NUMBER ID NUMBER SYS ISO/DWC

**** Nozzle Inside Radius Section ****

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 1

Plan Report
Page 2

12/03/2003

iNUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

B03.140.001 2SGA-INLET MCM 2201.01-0207 TBD VT-1 CS 0.000 TBD STEAM GENERATOR 2A INLET NOZZLE TO
Circumferential NC MCM 2201.01-0216 6.500 LOWER HEAD. Y1-X2 QUADRANT. (INSIDE

Class A Nozzle to RADIUS SECTION). ENHANCED VISUAL EXAM
Head WILL BE PERFORMED IN LIEU OF ULTRASONIC

EXAM.

B03.140.002 2SGA-OUTLET MCM 2201.01-0207 TBD VT-1 CS 0.000 TBD STEAM GENERATOR 2A OUTLET NOZZLE TO
Circumferential NC MCM 2201.01-0216 6.500 LOWER HEAD. Y2-X2 QUADRANT. (INSIDE

Class A Nozzle to RADIUS SECTION). ENHANCED VISUAL EXAM
Head WILL BE PERFORMED IN LIEU OF ULTRASONIC

EXAM.

Total B03.140 Items:
Total B03 Items:

2
2



EOC 16
DUKE ENERGY CORPORATION

CATEGORY B-G-1, Pressure Retaining Bolting, INSERVICE INSPECTION PLAN MANAGEMENT
Greater Than 2 in. In Diameter Inservice Inspection Database Management System

*Reactor Vessel McGuire 2
N Inservice Inspection Plan for Interval 3 Outage 1

(

Plan Report
Page 3

12/03/2003

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Closure Head Nuts ****
B06.01 0.001 2RPV-664-32-01 MCM 2201 .01-01

NC MCM2201.01-0106
QAL-13 VT-1 CS 10.540

1.770
REACTOR VESSEL CLOSURE HEAD NUT.

Class A

B06.010.002 2RPV-664-32-02 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1.770

Class A

B06.010.003 2RPV-664-32-03 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1.770

Class A

B06.010.004 2RPV-664-32-04 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1.770

Class A

B06.010.005 2RPV-664-32-05 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1.770

Class A

B06.010.006 2RPV-664-32-06 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1.770

Class A

B06.010.007 2RPV-664-32-07 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1.770

Class A

B06.010.008 2RPV-664-32-08 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1.770

Class A



EOC 16
DUKE ENERGY CORPORATION

CATEGORY B-G-1. Pressure Retaining Bolting, INSERVICE INSPECTION PLAN MANAGEMENT
Greater Than 2 in. In Diameter Iriservice Inspection Database Management System

MReactor Vessel McGuire 2
N Inservice Inspection Plan for Interval 3 Outage 1

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIAfTHK CAL B
B06.010.009 2RPV-664-32-09 MCM 2201.01-01 QAL-13 VT-1 CS 10.540

(

Plan Report
Page 4

12/03/2003

LOCKS COMMENTS
REACTOR VESSEL CLOSURE HEAD NUT.

NC MCM 2201.01-0106 1.770
Class A

Total B06.010 Items: 9



EOC 16 (
DUKE ENERGY CORPORATION

CATEGORY B-G-1, Pressure Retaining Boltinq, INSERVICE INSPECTION PLAN MANAGEMENT

Greater Than 2 in. In Diameter Inservice Inspection Database Management System

WReactor Vessel McGuire 2
E Inservice Inspection Plan for Interval 3 Outage 1

(

Plan Report
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12/03/2003

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Closure Studs, when removed ****
B06.030.001 2RPV-664-31-01

N
MCM 2201.01-01

C MCM 2201.01-0106
PDI-UT-5 UT CS 7.000

64.560
50501 REACTOR VESSEL CLOSURE HEAD STUD.

Class A

B06.030.002 2RPV-664-31-02 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A

B06.030.003 2RPV-664-31-03 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A

B06.030.004 2RPV-664-31-04 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A

B06.030.005 2RPV-664-31-05 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A

B06.030.006 2RPV-664-31-06 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A

B06.030.007 2RPV-664-31-07 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A

B06.030.008 2RPV-664-31-08 MCM 2201.01-01
NC MCM 2201.01-0106

PDI-UT-5 UT CS 7.000
64.560

50501 REACTOR VESSEL CLOSURE HEAD STUD.

Class A



EOC 16
DUKE ENERGY CORPORATION

CATEGORY B-G-1, Pressure Retaining Boltinq, INSERVICE INSPECTION PLAN MANAGEMENT
Greater Than 2 in. In Diameter Inservice Inspection Database Management System

MReactor Vessel McGuire 2
N Inservice Inspection Plan for Interval 3 Outagi
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CA

B06.030.009 2RPV-664-31-09 MCM 2201.01-01 PDI-UT-5 UT CS 7.000
NC MCM 2201.01-0106 64.560

Class A

(

Plan Report
Page 6

Lk 1 12/0312003
AL BLOCKS COMMENTS

50501 REACTOR VESSEL CLOSURE HEAD STUD.

Total B06.030 Items: 9



EOC 16
DUKE ENERGY CORPORATION

CATEGORY B-G-1 , Pressure Retaining Bolting, INSERVICE INSPECTION PLAN MANAGEMENT

Greater Than 2 in. In Diameter Inservice Inspection Database Management System

EReactor Vessel McGuire 2
M Inservice Inspection Plan for Interval 3 Outage 1

(

Plan Report
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12/03/2003

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Threads in Flange ****
B06.040.001 2RPV-THREAD-01 MCM 2201.01-01 NDE-640 UT CS 7.000

17.539
40387 THREADS IN REACTOR VESSEL FLANGE.

NC
Class A

806.040.002 2RPV-THREAD-02 MCM 2201.01-01 NDE-640 UT CS 7.000
17.539

40387 THREADS IN REACTOR VESSEL FLANGE.

NC
Class A

B06.040.003 2RPV-THREAD-03 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.
NC 17.539

Class A

B06.040.004 2RPV-THREAD-04 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.
NC 17.539

Class A

B06.040.005 2RPV-THREAD-05 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.
NC 17.539

Class A

806.040.006 2RPV-THREAD-06 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.
NC 17.539

Class A

B06.040.007 2RPV-THREAD-07 MCM 2201 .01-01 NDE-640 UT CS 7.000
17.539

40387 THREADS IN REACTOR VESSEL FLANGE.

NC
Class A

B06.040.008 2RPV-THREAD-08 MCM 2201.01-01 NDE-640 UT CS 7.000
17.539

40387 THREADS IN REACTOR VESSEL FLANGE.
NC

Class A



EOC 16 (
DUKE ENERGY CORPORATION

CATEGORY B-G-1, Pressure Retaining Bolting, INSERVICE INSPECTION PLAN MANAGEMENT

(

Greater Than 2 in. In Diameter
Reactor Vessel

ITEM NUMBER ID NUMBER
B06.040.009 2RPV-THREAD-09

Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 1

Plan Report
Page 8

12103/2003

SYS ISO/DWG NUMBERS

MCM 2201.01-01
NC

PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

NDE-640 UT CS 7.000
17.539

40387 THREADS IN REACTOR VESSEL FLANGE.

Class A

B06.040.01 0 2RPV-THREAD-10 MCM 2201.01-01 NDE-640 UT CS 7.000
17.539

40387 THREADS IN REACTOR VESSEL FLANGE.

NC
Class A

B06.040.011 2RPV-THREAD-1 1 MCM 2201.01-01 NDE-640 UT CS 7.000
17.539

40387 THREADS IN REACTOR VESSEL FLANGE.
NC

Class A

B06.040.012 2RPV-THREAD-12 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.
NC 17.539

Class A

B06.040.013 2RPV-THREAD-13 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.

NC 17.539
Class A

B06.040.014 2RPV-THREAD-14 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.
NC 17.539

Class A

B06.040.015 2RPV-THREAD-15 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.

NC 17.539
Class A

B06.040.016 2RPV-THREAD-16 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.

NC 17.539

Class A

B06.040.017 2RPV-THREAD-17 MCM 2201.01-01 NDE-640 UT CS 7.000
17.539

40387 THREADS IN REACTOR VESSEL FLANGE.
NC

Class A



EOC 16 (
CATEGORY B-G-1. Pressure Retaining Bolting,
Greater Than 2 in. In Diameter

Reactor Vessel

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 1

Plan Report
Page 9

12/03/2003

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
B06.040.018 2RPV-THREAD-18 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.

NC 17.539
Class A

B06.040.019 2RPV-THREAD-19 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.
NC 17.539

Class A

B06.040.020 2RPV-THREAD-20 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.
NC 17.539

Class A

B06.040.021 2RPV-THREAD-21 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.
NC 17.539

Class A

B06.040.022 2RPV-THREAD-22 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.
NC 17.539

Class A

B06.040.023 2RPV-THREAD-23 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.
NC 17.539

Class A

B06.040.024 2RPV-THREAD-24 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.
NC 17.539

Class A

B06.040.025 2RPV-THREAD-25 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.
NC 17.539

Class A

B06.040.026 2RPV-THREAD-26 MCM 2201.01-01 NDE-640 UT CS 7.000
17.539

40387 THREADS IN REACTOR VESSEL FLANGE.
NC

Class A



EOC 16 i (
CATEGORY B-G-1, Pressure Retaining Bolting,
Greater Than 2 in. In Diameter

Reactor Vessel

ITEM NUMBER ID NUMBER

B06.040.027 2RPV-THREAD-27

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 1

Plan Report
Page 10

12/03/2003

COMMENTSSYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS

MCM 2201.01-01
NC

NDE-640 UT CS 7.000
17.539

40387 THREADS IN REACTOR VESSEL FLANGE.

Class A

B06.040.028 2RPV-THREAD-28 MCM 2201.01-01 NDE-640 UT CS 7.000
17.539

40387 THREADS IN REACTOR VESSEL FLANGE.

NC
Class A

B06.040.029 2RPV-THREAD-29 MCM 2201.01-01 NDE-640 UT CS 7.000
17.539

40387 THREADS IN REACTOR VESSEL FLANGE.

NC
Class A

B06.040.030 2RPV-THREAD-30 MCM 2201.01-01 NDE-640 UT CS 7.000
17.539

40387 THREADS IN REACTOR VESSEL FLANGE.

NC
Class A

B06.040.031 2RPV-THREAD-31 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.
NC 17.539

Class A

B06.040.032 2RPV-THREAD-32 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.

NC 17.539

Class A

B06.040.033 2RPV-THREAD-33 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.

NC 17.539

Class A

B06.040.034 2RPV-THREAD-34 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.
NC 17.539

Class A

B06.040.035 2RPV-THREAD-35 MCM 2201.01-01 NDE-640 UT CS 7.000
17.539

40387 THREADS IN REACTOR VESSEL FLANGE.

NC
Class A



C,EOC 16
DUKE ENERGY CORPORATION

CATEGORY B-G-1. Pressure Retaining Bolting, INSERVICE INSPECTION PLAN MANAGEMENT

Greater Than 2 in. In Diameter
.Reactor Vessel

ITEM NUMBER ID NUMBER
B06.040.036 2RPV-THREAD-36

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 1

Plan Report
Page 1 1

12/03/2003

SYS ISO/DWG NUMBERS PROC
NDE-640MCM 2201.01-01

INSP REQ MAT/SCH DIA/THK CAL BLOCKS
UT CS 7.000 40387

17.539

COMMENTS
THREADS IN REACTOR VESSEL FLANGE.

NC
Class A

B06.040.037 2RPV-THREAD-37 MCM 2201.01-01 NDE-640 UT CS
NC 1

Class A

B06.040.038 2RPV-THREAD-38 MCM 2201.01-01 NDE-640 UT CS

7.000
7.539

40387 THREADS IN REACTOR VESSEL FLANGE.

1

7.000
7.539

40387 THREADS IN REACTOR VESSEL FLANGE.
NC

Class A

B06.040.039 2RPV-THREAD-39 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.
NC 17.539

Class A

B06.040.040 2RPV-THREAD-40 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.
NC 17.539

Class A

B06.040.041 2RPV-THREAD-41 MCM 2201.01-01 NDE-640 UT CS 7.000
17.539

40387 THREADS IN REACTOR VESSEL FLANGE.
NC

Class A

B06.040.042 2RPV-THREAD-42 MCM 2201.01-01 NDE-640 UT CS 7.000
17.539

40387 THREADS IN REACTOR VESSEL FLANGE.
NC

Class A

B06.040.043 2RPV-THREAD-43 MCM 2201.01-01 NDE-640 UT CS 7.000
17.539

40387 THREADS IN REACTOR VESSEL FLANGE.
NC

Class A

B06.040.044 2RPV-THREAD-44 MCM 2201.01-01 NDE-640 UT CS 7.000
17.539

40387 THREADS IN REACTOR VESSEL FLANGE.
NC

Class A



EOC 16 |
DUKE ENERGY CORPORATION

CATEGORY B-G-1, Pressure Retaining Bolting. INSERVICE INSPECTION PLAN MANAGEMENT

Greater Than 2 in. In Diameter
Feactor Vessel

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 1

Plan Report
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12/03/2003

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

B06.040.045 2RPV-THREAD-45 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.

NC 17.539
Class A

B06.040.046 2RPV-THREAD-46 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.
NC 17.539

Class A

B06.040.047 2RPV-THREAD-47 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.

NC 17.539

Class A

B06.040.048 2RPV-THREAD-48 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.

NC 17.539

Class A

806.040.049 2RPV-THREAD-49 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.
NC 17.539

Class A

B06.040.050 2RPV-THREAD-50 MCM 2201.01-01 NDE-640 UT Cs 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.
NC 17.539

Class A

B06.040.051 2RPV-THREAD-51 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.
NC 17.539

Class A

B06.040.052 2RPV-THREAD-52 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.

NC 17.539

Class A

B06.040.053 2RPV-THREAD-53 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.
NC 17.539

Class A



EOC 16 / (
DUKE ENERGY CORPORATION

CATEGORY B-G-1, Pressure Retaining Bolting, INSERVICE INSPECTION PLAN MANAGEMENT
Greater Than 2 in. In Diameter Inservice Inspection Database Management System Plan Report

Reactor Vessel McGuire 2 Page 13
* Inservice Inspection Plan for Interval 3 Outage 1 12/03/2003
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

B06.040.054 2RPV-THREAD-54 MCM 2201.01-01 NDE-640 UT CS 7.000 40387 THREADS IN REACTOR VESSEL FLANGE.
NC 17.539

Class A

Total B06.040 Items: 54



EOC 16 /
DUKE ENERGY CORPORATION

CATEGORY B-G-1, Pressure Retaining Bolting. INSERVICE INSPECTION PLAN MANAGEMENT

Greater Than 2 in. In Diameter Inservice Inspection Database Management System

EReactor Vessel McGuire 2
N Inservice Inspection Plan for Interval 3 Outage 1

(

Plan Report
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12/03/2003

ITEM NUMBER ID NUMBER

**** Closure Washers, Bushings ****

B06.050.001 2RPV-664-33-01

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS i COMMENTS

MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

B06.050.002 2RPV-664-33-02 MCM 2201 .01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

106.050.003 2RPV-664-33-03 MCM 2201.01-01 QAL-13 VT-1 CS 10.560 REACTOR VESSEL CLOSURE HEAD WASHER.
NC MCM 2201.01-0106 1.719

Class A

B06.050.004 2RPV-664-33-04 MCM 2201.01-01 QAL-13 VT-1 CS 10.560 REACTOR VESSEL CLOSURE HEAD WASHER.
NC MCM 2201.01-0106 1.719

Class A

B06.050.005 2RPV-664-33-05 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

B06.050.006 2RPV-664-33-06 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

B06.050.007 2RPV-664-33-07 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

B06.050.008 2RPV-664-33-08 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A



EOC 16
DUKE ENERGY CORPORATION

CATEGORY B-G-1, Pressure Retaining Bolting, INSERVICE INSPECTION PLAN MANAGEMENT
Greater Than 2 in. In Diameter Inservice Inspection Database Management System

Reactor Vessel McGuire 2
E Inservice Inspection Plan for Interval 3 Outag
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CA

B06.050.009 2RPV-664-33-09 MCM 2201.01-01 QAL-13 VT-1 CS 10.560
NC MCM 2201.01-0106 1.719

Class A

(

Plan Report
Page 15

e 1 12/03/2003

AL BLOCKS COMMENTS
REACTOR VESSEL CLOSURE HEAD WASHER.

Total B06.050 Items: 9



EOC 16
DUKE ENERGY CORPORATION

CATEGORY B-G-1, Pressure Retaining Bolting, INSERVICE INSPECTION PLAN MANAGEMENT
Greater Than 2 in. In Diameter Inservice Inspection Database Management System

Steam Generators McGuire 2
* Inservice Inspection Plan for Interval 3 Outage 1

Plan Report
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12/03/2003

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Flange Surface, when connection disassembled ****
B06.100.001 2SGA-MW-Y1 -X1 MCM 2201.01-0194

NC MCM 2201.01-0126
QAL-13 VT-1 CS 0.000

0.000

Class A

STEAM GENERATOR 2A PRIMARY INLET
MANWAY FLANGE SURFACE. Y1-X1
QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

STEAM GENERATOR 2A PRIMARY OUTLET
MANWAY FLANGE SURFACE. X1-Y2
QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.002 2SGA-MW-X1 -Y2 MCM 2201.01-0194
NC MCM 2201.01-0126

QAL-13 VT-1 CS 0.000
0.000

Class A

B06.100.003 2SGB-MW-Y1-X2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2B PRIMARY INLET
NC MCM 2201.01-0127 0.000 MANWAY FLANGE SURFACE. Y1-X2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.004 2SGB-MW-X2-Y2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2B PRIMARY OUTLET
NC MCM 2201.01-0127 0.000 MANWAY FLANGE SURFACE. X2-Y2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.005 2SGC-MW-Y1-X1 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2C PRIMARY INLET
NC MCM 2201.01-0126 0.000 MANWAY FLANGE SURFACE. YI-X1

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.006 2SGC-MW-X1-Y2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2C PRIMARY OUTLET
NC MCM 2201.01-0126 0.000 MANWAY FLANGE SURFACE. X1-Y2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.007 2SGD-MW-Y1-X2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2D PRIMARY INLET
NC MCM 2201.01-0127 0.000 MANWAY FLANGE SURFACE. Y1-X2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.008 2SGD-MW-X2-Y2 MCM 2201.01-0194
NC MCM 2201.01-0127

QAL-13 VT-1 CS 0.000
0.000

STEAM GENERATOR 2D PRIMARY OUTLET
MANWAY FLANGE SURFACE. X2-Y2
QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

Class A

Total B06.100 Items: 8
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COMMENTS

**** Flange Surface, when connection disassembled ****
B06.190.001 2RCP-2A-FLANGE MCM 2201.01-084 QAL-13 VT-1 SS 0.000 REACTOR COOLANT PUMP 2A MAIN FLANGE.

NC 0.000 INSPECT WHEN CONNECTION DISASSEMBLED.
Class A

B06.190.002 2RCP-2B-FLANGE MCM 2201.01-084 QAL-13 VT-1 SS 0.000 REACTOR COOLANT PUMP 2B MAIN FLANGE.
NC 0.000 INSPECT WHEN CONNECTION DISASSEMBLED.

Class A

B06.190.003 2RCP-2C-FLANGE MCM 2201.01-084 QAL-13 VT-1 SS 0.000 REACTOR COOLANT PUMP 2C MAIN FLANGE.
NC 0.000 INSPECT WHEN CONNECTION DISASSEMBLED.

Class A

B06.190.004 2RCP-2D-FLANGE MCM 2201.01-084 QAL-13 VT-1 SS 0.000 REACTOR COOLANT PUMP 2D MAIN FLANGE.
NC 0.000 INSPECT WHEN CONNECTION DISASSEMBLED.

Class A

Total B06.190 Items: 4
Total 806 Items: 93
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**** Bolts, Studs, and Nuts ****
B07.060.004 2RCP-2D-S MCM 1201.01-120

NC MC-ISIN3-2553-01.00
QAL-13 VT-1 NA 2.000

8.000
REACTOR COOLANT PUMP 2D #1 SEAL GLAND
BOLTING (12 BOLTS, PC.15). INSPECT BOLTING
ON ONE REACTOR COOLANT PUMP ONLY.Class A

B07.060.008 2RCP-2D-H MCM 1201.01-120
NC MC-ISIN3-2553-01.00

QAL-13 VT-1 NA 1.000
3.250

REACTOR COOLANT PUMP 2D #2 SEAL
HOUSING BOLTING (12 BOLTS, PC.66). INSPECT
BOLTING ON ONE REACTOR COOLANT PUMP
ONLY.

Class A

Total B07.060 Items: 2



I'EOC 16 (
DUKE ENERGY CORPORATION

CATEGORY B-G-2, Pressure Retaining Bolting, 2 INSERVICE INSPECTION PLAN MANAGEMENT
in. And Less In Diameter Inservice Inspection Database Management System

MCRD Housings McGuire 2
N Inservice Inspection Plan for Interval 3 Outage 1
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Bolts, Studs, and Nuts ****
B07.080.001 2CRD-HOUSING MCM 2201.01-21 QAL-13 VT-1 SS 6.000 THREADED H

Plan Report
Page 19

12/03/2003

NC 30738-1541 0.000 EXAMINE ONI
WHEN HOUSI

OUSING WITH SEAL WELD.
LY CRD BOLTING THAT IS RE-USED
ING IS DISASSEMBLED.Class A

Total B07.080 Items:
Total B07 Items:

1

3
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

**** Welded Attachments
B10.010.002 2PZR-W13A MCM 2201.01-16

(
DUKE ENERGY CORPORATION

SERVICE INSPECTION PLAN MANAGEMENT
rice Inspection Database Management System

McGuire 2
ervice Inspection Plan for Interval 3 Outage 1

PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
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NDE-25
NC MC-ISIN3-2553-02.00

MCM 1201.01-0048

MT CS 4.000
4.000

Seismic Lug to
Shell

WELDED ATTACHMENT. PRESSURIZER
SEISMIC LUG TO SHELL. Y-Z QUADRANT.

Class A

Total B1O.010 Items: 1
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ITEM NUMBER ID NUMBER SYS ISO/DWC

**** Welded Attachments ****
B10.020.001 2MCR-NC-4791 MCSRD-2

Mech Snubber NC MC-ISIN3

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 1
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3 NUME

'NC-202/sht. 1 NDE-35
-2553-02.00
C-4791

PT NA 3.000
0.500

WELDED ATTACHMENT. INSPECT WITH
F01.01 0.020C.

Class A 2MCR-NC

Total B10.020 Items:
Total B10 Items:

1
2
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ID NUMBER COMMENTS

**** Pump Casing ****
B12.020.001 2RCP-2A MCM 2201.01-0084

NC MC-ISIN3-2553-01.00
QAL-14 VT-3 SS 77.000

4.500

Class A

REACTOR COOLANT PUMP 2A CASING
INTERNAL SURFACES. ONLY ONE PUMP
REQUIRED TO BE EXAMINED THIS INTERVAL.
INSPECT ONLY IF PUMP IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.020.002 2RCP-2B MCM 2201.01-0084
NC MC-ISIN3-2553-01.00

QAL-14 VT-3 SS 77.000
4.500

Class A

REACTOR COOLANT PUMP 2B CASING
INTERNAL SURFACES. ONLY ONE PUMP
REQUIRED TO BE EXAMINED THIS INTERVAL.
INSPECT ONLY IF PUMP IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.020.003 2RCP-2C MCM 2201.01-0084
NC MC-ISIN3-2553-01.00

QAL-14 VT-3 SS 77.000
4.500

Class A

REACTOR COOLANT PUMP 2C CASING
INTERNAL SURFACES. ONLY ONE PUMP
REQUIRED TO BE EXAMINED THIS INTERVAL.
INSPECT ONLY IF PUMP IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.020.004 2RCP-2D MCM 2201.01-0084
NC MC-ISIN3-2553-01.00

QAL-14 VT-3 SS 77.000
4.500

REACTOR COOLANT PUMP 2D CASING
INTERNAL SURFACES. INSPECT ONLY IF PUMP
IS DISASSEMBLED FOR MAINTENANCE,
REPAIR, OR VOLUMETRIC EXAMINATION.

Class A

Total B12.020 Items: 4
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ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Valve Body, Exceeding NPS 4 ****
B12.050.001A 2NC-1 MCFI-2NC53 QAL-14 VT-3 SS 6.000

0.000NC MC-ISIN3-2553-02.00
MCM 1205.09-0001 120

6" CROSBY RELIEF VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NC-1, 2NC-2, OR
2NC-3 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

Class A

B12.050.0018 2NC-2 MCFI-2NC53
NC MC-ISIN3-2553-02.00

MCM 1205.09-0001

QAL-14 VT-3 SS 6.000
0.000

Class A

6" CROSBY RELIEF VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NC-1, 2NC-2, OR
2NC-3 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.001C 2NC-3 MCFI-2NC53
NC MC-ISIN3-2553-02.00

MCM 1205.09-0001

QAL-14 VT-3 SS 6.000
0.000

6" CROSBY RELIEF VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NC-1, 2NC-2, OR
2NC-3 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

Class A

B12.050.002A 2ND-1B

Class A

MCFI-2ND1
ND MC-ISIN3-2561-01.00

MCM 1205.00-0010

QAL-14 VT-3 SS 14.000
0.000

14" WALWORTH GATE VALVE. INSPECT ONE
OF THE FOLLOWING VALVES: 2ND-1 B OR
2ND-2AC ONLY IF VALVE IS DISASSEMBLED
FOR MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.002B 2ND-2AC MCFI-2ND1 QAL-14 VT-3 SS 14.000 14" WALWORTH GATE VALVE. INSPECT ONE
ND MC-ISIN3-2561 -01.00 0.000 OF THE FOLLOWING VALVES: 2ND-lB OR

Class A MCM 1205.00-0010 2ND-2AC ONLY IF VALVE IS DISASSEMBLED
FOR MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.003A 2NI-54A

Class A

MCFI-2NI18
NI MC-ISIN3-2562-02.00

MCM 1205.00-0012

QAL-14 VT-3 SS 10.000
0.000

10" CRANE-ALOYCO GATE VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-54A,
2NI-65B, 2NI-76A, OR 2NI-88B ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

B12.050.003B 2NI-65B MCFI-2NI 18
NI MC-ISIN3-2562-02.00

MCM 1205.00-0012

QAL-14 VT-3 SS 10.000
0.000

10" CRANE-ALOYCO GATE VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-54A,
2NI-65B, 2NI-76A, OR 2NI-88B ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

Class A
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
B12.050.003C 2NI-76A MCFI-2NI17 QAL-14 VT-3 SS 10.000 10" CRANE-ALOYCO GATE VALVE. INSPECT

NI MC-ISIN3-2562-02.01 0.000 ONE OF THE FOLLOWING VALVES: 2NI-54A,
Class A MCM 1205.00-0012 2NI-65B, 2NI-76A, OR 2NI-88B ONLY IF VALVE IS

DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

B12.050.003D 2NI-88B MCFI-2NI19 QAL-14 VT-3 SS 10.000 10" CRANE-ALOYCO GATE VALVE. INSPECT
NI MC-ISIN3-2562-02.01 0.000 ONE OF THE FOLLOWING VALVES: 2NI-54A,

Class A MCM 1205.00-0012 2NI-65B, 2NI-76A, OR 2NI-88B ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

B12.050.004A 2NI-59 MCFI-2NI18 QAL-14 VT-3 SS 10.000 10" ATWOOD & MORRILL CHECK VALVE.
NI MC-ISIN3-2562-02.00 0.000 INSPECT ONE OF THE FOLLOWING VALVES:

Class A MCM 1205.36-0011 2NI-59, 2NI-60, 2NI-70, 2NI-71, 2NI-81, 2NI-82,
2NI-93, OR 2NI-94 ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

B12.050.004B 2NI-60 MCFI-2NI18 QAL-14 VT-3 SS 10.000 10" ALOYCO CHECK VALVE. INSPECT ONE OF
NI MC-ISIN3-2562-02.00 0.000 THE FOLLOWING VALVES: 2NI-59, 2NI-60,

Class A MCM 1205.00-0009 2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004C 2NI-70 MCFI-2NI18 QAL-14 VT-3 SS 10.000 10"ALOYCOCHECKVALVE. INSPECTONEOF
NI MC-ISIN3-2562-02.00

MCM 1205.00-0009
0.000

Class A

THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004D 2NI-71 MCFI-2NI18
NI MC-ISIN3-2562-02.00

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.



EOC 16 k

CATEGORY B-M-2. Valve Bodv

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 1

3ERS PROC INSP RFD MAT/SCH DIA/THK CAL BLOCKSITEM NUMBER ID NUMBER

B12.050.004E 2NI-81

Plan Report
Page 25

12/03/2003

SYS ISO/DWG NUME COMMENTS

MCFI-2NI17 QAL-14 VT-3 SS 10.
NI MC-ISIN3-2562-02.01 0.

MCM 1205.00-0009

000
000

Class A

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2N1-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004F 2NI-82 MCFI-2NI17
NI MC-ISIN3-2562-02.01

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004G 2NI-93

Class A

MCFI-2NI19
NI MC-ISIN3-2562-02.01

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004H 2NI-94

Class A

MCFI-2N119
NI MC-ISIN3-2562-02.01

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.005A 2N1-125

Class A

MCFI-2NI26
NI MC-ISIN3-2562-03.00

MCM 1205.00-0006

QAL-14 VT-3 SS 8.000
0.000

8" WALWORTH CHECK VALVE. INSPECT ONE
OF THE FOLLOWING VALVES: 2NI-125 OR
2NI-129 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.005B 2NI-129 MCFI-2NI26
NI MC-ISIN3-2562-03.00

MCM 1205.00-0006

QAL-14 VT-3 SS 8.000
0.000

Class A

8" WALWORTH CHECK VALVE. INSPECT ONE
OF THE FOLLOWING VALVES: 2NI-125 OR
2NI-129 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.
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ID NUMBER COMMENTS
B12.050,006A 2NI-126 MCFI-2NI85

NI MC-ISIN3-2562.03.00
MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

Class A

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006B 2NI-134 MCFI-2NI85
NI MC-ISIN3-2562-03.00

MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

Class A

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006C 2NI-852 MCFI-2NI115 QAL-14 VT-3 SS 6.000 6" CRANE-ALOYCO CHECK VALVE. INSPECT
NI MC-ISIN3-2562-03.00 0.000 ONE OF THE FOLLOWING VALVES: 2NI-126,

Class A MCM 1205.00-0005 2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006D 2NI-853 MCFI-2NI116 QAL-14 VT-3 SS 6.000 6" CRANE-ALOYCO CHECK VALVE. INSPECT
NI MC-ISIN3-2562-03.00 0.000 ONE OF THE FOLLOWING VALVES: 2NI-126,

Class A MCM 1205.00-0005 2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006E 2NI-175 MCFI-2NI1 14 QAL-14 VT-3 SS 6.000 6" CRANE-ALOYCO CHECK VALVE. INSPECT
NI MC-ISIN3-2562-03.01 0.000 ONE OF THE FOLLOWING VALVES: 2NI-126,

Class A MCM 1205.00-0005 2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006F 2NI-176 MCFI-2NI12 QAL-14 VT-3 SS 6.000 6" CRANE-ALOYCO CHECK VALVE. INSPECT
NI MC-ISIN3-2562-03.01

MCM 1205.00-0005
0.000

Class A

ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.
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COMMENTS
6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.007A 2NI-180

Class A

MCFI-2N1 15
NI MC-ISIN3-2562-03.01

MCM 1205.36-0028

QAL-14 VT-3 SS 6.000
0.000

6" WESTINGHOUSE CHECK VALVE. INSPECT
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION

Total B12.050 Items:
Total B12 Items:

27
31



EOC 16 \

CATEGORY B-N-1, Interior Of Reactor Vessel

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 1

MReactor Vessel

ITEM NUMBER

Plan Report
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12/03/2003

ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Vessel Interior ****
B13.010.001 2RPV-INTERIOR MCM 2201.01-0001

NC MC-ISIN3-2553-01.00
QAL-14 VT-3 SS 0.000

0.000

Class A

REACTOR VESSEL INTERIOR. AREAS TO BE
EXAMINED SHALL INCLUDE THE SPACES
ABOVE AND BELOW THE REACTOR CORE THAT
ARE MADE ACCESSIBLE FOR EXAMINATION BY
REMOVAL OF COMPONENTS DURING NORMAL
REFUELING OUTAGES. INSPECT EACH
INSPECTION PERIOD.

Total B13.010 Items:
Total B13 Items:

1

1



EOC 16 k

CATEGORY B-O, Pressure Retaining Welds In
Control Rod Housings

Reactor Vessel

ITEM NUMBER ID NUMBER SYS ISO/DWG NUh

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 1
ABERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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**** Welds in CRD Housing ****
B14.010.017 2RPV-CRDM-71

Class A

MCM 2201.01-20/sht.7 NDE-35
NC MCM 2201.01-0001

MC-ISIN3-2553-01.00

PT SS-Inconel 4.000
0.642

Adapter to
Housing Body

CRD HOUSING WELD. (PERIPHERAL)

Total S1 4.010 Items: 1

Total B14 Items: 1



EOC 16

CATEGORY C-A, Pressure Retaining Welds In IN!
Pressure Vessels Inser

1Head Circumferential Welds
N Ins
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

(
DUKE ENERGY CORPORATION

SERVICE INSPECTION PLAN MANAGEMENT
'vice Inspection Database Management System

McGuire 2
;ervice Inspection Plan for Interval 3 Outage 1

PROC INSP REQ MAT/SCH DIA!THK CAL BLOCKS COMMENTS

Plan Report
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C01.020.090 2RCHPSS-SH-3
Circumferential

Class B

MCM 1201.04-272
NV MC-ISIN3-2554-03.00

NDE-3630 UT SS 12.000 50313
0.375

Shell to
Upper Head

RECIPROCATING CHARGING PUMP SUCTION
STABILIZER.

C01.020.091 2RCHPSS-SH-2
Circumferential

Class B

MCM 1201.04-272
NV MC-ISIN3-2554-03.00

NDE-3630 UT SS 12.000 50313
0.375

Shell to
Lower Head

RECIPROCATING CHARGING PUMP SUCTION
STABILIZER.

Total C01.020 Items: 2



EOC 16

CATEGORY C-A, Pressure Retaining Welds In

(

Pressure Vessels
Eubesheet-to-Shell Weld

ITEM NUMBER ID NUMBER

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 1

Plan Report
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SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

C01.030.001 2SGA-W65
Circumferential

Class B

MCM 2201.01-0207
SM MC-ISIN3-2591-01.01

NDE-620
See Corn

UT CS 0.000 5135230 STEAM GENERATOR 2A. DEPENDING UPON
3.687 50236A EXAMINER'S QUALIFICATIONS PROCEDURE

Tubesheet to PDI-UT-6 MAY BE USED IN LIEU OF PROCEDURE
Shell NDE-620.

Total C01.030 Items: 1

Total C01 Items: 3



EOC 16 (
CATEGORY C-B, Pressure Retaining Nozzle
Welds In VesselsENozzles Without Reinforcing Plate in Vessels >
_1/2 in. Nom. Thickness
ITEM NUMBER ID NUMBER SYS ISO/DWG NUME

**** Nozzle-to-Shell (Nozzle to Head or Nozzle to Nozzle)

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 1
3ERS PROC INSP REQ MAT/SCH DIAITHK CAL BLOCKS

Plan Report
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COMMENTS

C02.021.001 2SGA-W258
Circumferential

Class B

MCM 2201.01-0207
SM MC-ISIN3-2591-01.01

MCM 2201.01-0159

NDE-3620 UT CS 16.000 5139385
4.125 50236A

Nozzle to
Steam Drum

STEAM GENERATOR 2A FEEDWATER NOZZLE.

C02.021.001 A 2SGA-W258
Circumferential

Class B

MCM 2201.01-0207
SM MC-ISIN3-2591-01.01

MCM 2201.01-0159

NDE-25 MT CS 16.000
4.125

Nozzle to
Steam Drum

STEAM GENERATOR 2A FEEDWATER NOZZLE.

C02.021.002 2SGC-W259 MCM 2201.01-0207 NDE-3620 UT CS 6.000 5139385 STEAM GENERATOR 2C AUXILLIARY
Circumferential SM MC-ISIN3-2591-01.01 4.125 50236A FEEDWATER NOZZLE.

Class B MCM 2201.01-0160 Nozzle to
Steam Drum

C02.021.002A 2SGC-W259 MCM 2201.01-0207 NDE-25 MT CS 6.000 STEAM GENERATOR 2C AUXILLIARY
Circumferential SM MC-ISIN3-2591-01.01 4.125 FEEDWATER NOZZLE.

Class B MCM 2201.01-0160 Nozzle to
Steam Drum

Total C02.021 Items: 4

**** Nozzle Inside Radius Section *
C02.022.001 2SGA-W258 MCM 2201.01-0207 NDE-680 UT CS 16.000 8304-601 STEAM GENERATOR 2A FEEDWATER NOZZLE

Circumferential SM MC-ISIN3-2591-01.01 4.125 INSIDE RADIUS.
Class B MCM 2201.01-0159 Nozzle to

Steam Drum

Total C02.022 Items: 1

Total C02 Items: 5



EOC 16

CATEGORY C-C, Welded Attachments For
Vessels, Piping, Pumps, And Valves

Pressure Vessels

ITEM NUMBER ID NUMBER SYS ISO/DWC

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 1

3ERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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3 NUME

**** Welded Attachments ****
C03.01 0.001 2NDHX-SUPPORT-2A

Class B

MCM 1201.06-22
ND MC-ISIN3-2561-01.00

MCM 1201.06-48

NDE-35 PT CS 0.000
0.750

RESIDUAL HEAT REMOVAL HX 2A SUPPORT.
WELDED ATTACHMENT. REFERENCE DRAWING
MC- 1220-32.

C03.010.007 2ELDHX-SUPPORT MCM 1201.06-0010 NDE-25 MT CS 0.000 EXCESS LETDOWN HX SUPPORT. WELDED
NV MC-ISIN3-2554-01.02 0.375 ATTACHMENT.

Class B

Total C03.010 Items: 2



(
EOC 16 k

CATEGORY C-C, Welded Attachments For
Vessels, Piping, Pumps, And Valves

ITEM NUMBER ID NUMBER SYS ISO/DWC

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 1

GNUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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**** Welded Attachments ****
C03.020.024 2MCA-ND-5311

Mech Snubber
Class B

MCSRD-2FW-350/sht. 4 NDE-35
ND MC-ISIN3-2561-01.00

2MCA-ND-5311

PT SS 12.000
0.375

WELDED ATTACHMENT. INSPECT WITH
F01.020.103C.

Total C03.020 Items:
Total C03 Items:

1
3



(EOC 16

CATEGORY C-G. Pressure Retaininq Welds In
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management SystemPumps And Valves

ITEM NUMBER ID NUMBER

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 1

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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**** Valve Body Welds ****
C06.020.003A 2NV0804-1

Circumferential
MCM 1205.00-0362

NV MC-ISIN3-2554-03.01
NDE-35 PT SS 4.000

0.878
ITEM # 9J-226. INSPECT ONE VALVE IN THIS
GROUP (3A-3C) PER INTERVAL.

Class B Valve Body to
Valve Body

C06.020.005A 2ND003OA-1 MCM 1205.00-0455 NDE-35 PT SS 8.000 ITEM # 9D-227.
Circumferential ND MC-ISIN3-2561-01.00 0.722

Class B Valve Body to
Valve Body

-

Total C06.020 Items:
Total C06 Items:

2
2
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CATEGORY D-A, Welded Attachments For
Vessels, Piping, Pumps, And Valves

Pressure Vessels

ITEM NUMBER ID NUMBER SYS ISO/DW(

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 1
3 NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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**** Welded Attachments ****
D01.010.004 2KFHX-SUPPORT-2A

Rigid Restraint
Class C

MCM 1201.06-0027
KF MC-ISIN3-2570-01.01

MC-1220-32

QAL-13 VT-1 NA 0.000
0.250

FUEL POOL COOLING HX 2A SUPPORT.
WELDED ATTACHMENT.

Total D01.010 Items:

Total D01 Items:

1

1



EOC 16 (
CATEGORY F-A. Supports

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

*Class 1 Piping Supports l
N Inservice Inspect
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC IN

**** "A", One-Directional, "B", Multi-Directional, "C", Thermal Movement ****

AcGuire 2
ion Plan for Interval 3 Outage 1
SP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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F01.010.001C 2MCR-NC-4500 MCSRD-2NC-201/sht. 1 QAL-14 VT-3 NA 14.000
Spring Hgr NC 0.000

Class A

F01.010.006C 2MCR-NC-4253 MCSRD-2NC-210/sht. 1 QAL-14 VT-3 NA 2.000
Mech Snubber NC 0.000

Class A

F01.010.007C 2MCR-NC-4254 MCSRD-2NC-210/sht. 1 QAL-14 VT-3 NA 2.000
Mech Snubber NC 0.000

Class A

F01.010.014A 2MCR-NC-4120 MCSRD-2NI-203/sht. 1 QAL-14 VT-3 NA 10.000
Rigid Support NC 0.000

Class A

F01.010.016C 2MCR-NC-4083 MCSRD-2NI-215/sht. 1 QAL-14 VT-3 NA 1.500
Mech Snubber NC 0.000

Class A

F01.010.017C 2MCR-NC-4163 MCSRD-2NV-202/sht. 2 QAL-14 VT-3 NA 1.500
Mech Snubber NC 0.000

Class A

F01.010.018A 2MCR-NC-4093 MCSRD-2NV-204/sht. 1 QAL-14 VT-3 NA 2.000
Rigid Support NC 0.000

Class A

F01.010.020C 2MCR-NC-4791 MCSRD-2NC-202/sht. 1 QAL-14 VT-3 NA 3.000 INSPECT WITH B10.020.001
Mech Snubber

Class A
NC 0.500



EOC 16 (
CATEGORY F-A. Supports

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 1

WCIass 1 pina Supports

ITEM NUMBER ID NUMBER
F01.010.076A 2MCR-NI-4949

Rigid Support
Class A

Plan Report
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SYS ISO/DWG NUMBERS PROC
MCSRD-2ND-201/sht. 2 QAL-14

NI

INSP REQ MAT/SCH DIA/THK CAL BLOCKS
VT-3 NA 8.000

0.000

COMMENTS

F01.010.077C 2MCR-NI-4943
Mech Snubber

Class A

MCSRD-2ND-201/sht. 2 QAL-14 VT-3 NA 8.000
0.000NI

F01.010.078B 2MCR-NI-4654
Rigid Restraint

Class A

MCSRD-2ND-201/sht. 2 QAL-14 VT-3 NA 8.000
0.000NI

F01.010.093C 2MCR-NI-4661 MCSRD-2ND-201/sht. 2 QAL-14 VT-3 NA 8.000
Hyd Snubber NI 0.000

Class A

F01.010.115C 2MCR-NV-4007 MCSRD-2NV-207/sht. 1 QAL-14 VT-3 NA 2.000
Mech Snubber NV 0.000

Class A

Total F01.010 Items: 13



EOC 16 (

CATEGORY F-A. Supports

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 1

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

CIass 2 Pipina Supports

ITEM NUMBER ID NUMBER

Plan Report
Page 39

12/03/2003

"A", One-Directional, "B", Multi-Directional, "C", Thermal Movement
F01.020.003B 2MCA-CA-H 15

Rigid Restraint
Class B

MCSRD-2CAM/sht. 2 QAL-14 VT-3 NA 6.000
0.000CA

F01.020.006C 2MCR-CA-H94 MCSRD-2CAO/sht.1 QAL-14 VT-3 NA 6.000
Mech Snubber CA 0.000

Class B

F01.020.013A 2MCA-CA-H14 MCSRD-2CAM/sht. 1 QAL-14 VT-3 NA 6.000
Rigid Support CA 0.000

Class B

F01.020.015B 2MCA-CA-H131 MCSRD-2CAP/sht. 1 QAL-14 VT-3 NA 4.000
Rigid Restraint CA 0.000

Class B

F01.020.016C 2MCA-CA-H21 MCSRD-2CAM/sht. 1 QAL-14 VT-3 NA 4.000
Hyd Snubber CA 0.000

Class B

F01.020.019C 2MCA-CA-H142 MCSRD-2CAP/sht. 1 QAL-14 VT-3 NA 6.000
Hyd Snb/Mec Snb CA 0.000

Class B

F01.020.101B 2MCA-ND-5211 MCSRD-2FW-350/sht. 3 QAL-14 VT-3 NA 12.000
Rigid Restraint ND 0.000

Class B

F01.020.102A 2MCA-ND-5307
Rigid Support

Class B

MCSRD-2FW-350/sht. 4 QAL-14 VT-3 NA 18.000
0.000ND



EOC 16 (
CATEGORY F-A, Supports

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 1

Class 2 Piping Supports

ITEM NUMBER ID NUMBER
F01.020.103C 2MCA-ND-5311

Mech Snubber

Plan Report
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SYS ISO/DWG NUMBERS PROC
MCSRD-2FW-350/sht. 4 QAL-14

INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
VT-3 NA 12.000

0.375
INSPECT WITH C03.020.024.

ND
Class B

F01.020.125C 2MCA-ND-5204
Mech Snubber

Class B

MCSRD-2FW-350/sht. 3 QAL-14 VT-3 NA 12.000
0.000ND

F01.020.132A 2MCA-ND-5506
Rigid Support

Class B

MCSRD-2ND-350/sht. 5 QAL-14 VT-3 NA 8.000
0.125ND

F01.020.133A 2MCA-ND-5802
Rigid Support

Class B

MCSRD-2ND-350/sht. 6 QAL-14 VT-3 NA 8.000
0.000ND

F01.020.158B 2MCR-NI-4821
Rigid Restraint

Class B

MCSRD-2NI-208/sht. 1 QAL-14 VT-3 NA 4.000
0.000NI

F01.020.159B 2MCR-NI-4825
Rigid Restraint

Class B

MCSRD-2NI-208/sht. 1 QAL-14 VT-3 NA 2.000
0.000NI

F01.020.160A 2MCR-NI-4787
Rigid Support

Class B

MCSRD-2NI-209/sht. 1 QAL-14 VT-3 NA 4.000
0.000NI

F01.020.161A 2MCR-NI-4772
Rigid Support

Class B

MCSRD-2NI-209/sht. 1 QAL-14 VT-3 NA 4.000
0.000NJ

F01.020.168B 2MCR-NI-4899
Rigid Restraint

Class B

MCSRD-2NI-213/sht. 1 QAL-14 VT-3 NA 3.000
0.000NI



EOC 16 (
CATEGORY F-A! Supports

MClass 2 piping Supports

ITEM NUMBER ID NUMBER
F01.020.169C 2MCR-NI-4896

Mech Snubber
Class B

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 1
SYS lSO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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MCSRD-2NI-213/sht. 1 QAL-14 VT-3 NA 3.000
0.000NI

F01.020.170A 2MCR-NI-4892
Rigid Support

Class B

MCSRD-2NI-213/sht. 1 QAL-14 VT-3 NA 3.000
0.000NI

F01.020.171C 2MCR-NI-4134
Mech Snubber

Class B

MCSRD-2NI-215/sht. 1 QAL-14 VT-3 NA 3.000
0.000NI

F01.020.175B 2MCA-NI-5036
Rigid Restraint

Class B

MCSRD-2NI-350/sht. 3 QAL-14 VT-3 NA 4.000
0.000NI

F01.020.176B 2MCA-NI-5718 MCSRD-2NI-350/sht. 3 QAL-14 VT-3 NA 4.000
Rigid Restraint NI 0.000

Class B

F01.020.178B 2MCA-NI-5806 MCSRD-2NV-353/sht. 3 QAL-14 VT-3 NA 4.000
Rigid Restraint NI 0.000

Class B

F01.020.183A 2MCR-NI-4950 MCSRD-2ND-201/sht. 2 QAL-14 VT-3 NA 12.000
Rigid Support NI 0.000

Class B

F01.020.184A 2MCA-NI-5045 MCSRD-2ND-362/sht. 1 QAL-14 VT-3 NA 6.000
Rigid Support

Class B
NI 0.000

F01.020.190A 2MCR-NI-4765
Rigid Support

Class B

MCSRD-2NI-209/sht. 1 QAL-14 VT-3 NA 4.000
0.000NI



EOC 16 (
CATEGORY F-A, Supports

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 1

MClass 2 Piping Supports
M

Plan Report
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
F01.020.191 A 2MCR-NI-4060

Rigid Support
Class B

MCSRD-2NI-21 1/sht. 1
Nl

QAL-14 VT-3 NA 2.000
0.000

F01.020.202B 2MCR-NS-4515
Rigid Restraint

Class B

MCSRD-2NS-201/sht. 1 QAL-14 VT-3 NA 8.000
0.000NS

F01.020.203B 2MCR-NS-4566 MCSRD-2NS-202/sht. 1 QAL-14 VT-3 NA 8.000
Rigid Restraint NS 0.000

Class B

F01.020.204B 2MCR-NS-4551 MCSRD-2NS-202/sht. 2 QAL-14 VT-3 NA 8.000
Rigid Restraint NS 0°000

Class B

F01.020.205B 2MCR-NS-4555
Rigid Restraint

Class B

MCSRD-2NS-202/sht. 2 QAL-14 VT-3 NA 8.000
0.000NS

F01.020.228A 2MCA-NS-5207
Rigid Support

Class B

MCSRD-2NS-352/sht. 1 QAL-14 VT-3 NA 10.000
0.125NS

F01.020.428C 2MCA-SM-H24
Mech Snubber

Class B

MCSRD-2SMA/sht. 2 QAL-14 VT-3 NA 36.000
0.000SM

F01.020.429C 2MCA-SM-H69
Mech Snubber

Class B

MCSRD-2SMA/sht. 4 QAL-14 VT-3 NA 36.000
0.000SM

F01.020.477B 2MCA-SV-H9
Rigid Restraint

Class B

MCSRD-2SVA/sht. 1 QAL-14 VT-3 NA 6.000
0.000Sv



EOC 16 (
CATEGORY F-A. Supports

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System Plan Report
CPass 2 Piping Supports

ITEM NUMBER ID NUMBER
F01.020.503C 2MCR-VQ-4507

Spring Hgr
Class B

McGuire 2 Page '
Inservice Inspection Plan for Interval 3 Outage 1 12/03/201

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
MCSRD-2VQ-202/sht. 1 QAL-14 VT-3 NA 6.000

VQ 0.000

43
M03

F01.020.505B 2MCR-VQ-4544 MCSRD-2VQ-201/sht. 1 QAL-14 VT-3 NA 6.000
Rigid Restraint VQ 0.000

Class B

F01.020.525B 2MCR-WL-4061 MCSRD-2WL-207/sht. 1 QAL-14 VT-3 NA 6.000
Rigid Restraint WL 0.000

Class B

Total F01.020 Items: 38
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CATEGORY F-A, Supports
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 1

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIAITHK CAL BLOCKS COMMENTS

CTass 3 PipinN SuMports

ITEM NUMBER ID NUMBER

Plan Report
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**** "A", One-Directional, "B", Multi-Directional, "C", Thermal Movement
F01.030.001B 2MCA-CA-5160 MCSRD-2CA-351/sht. 1 QAL-14 VT-3 NA 8.000

Rigid Restraint CA 0.000
Class C

F01.030.002A 2MCA-CA-5210 MCSRD-2CA-351/sht. 2 QAL-14 VT-3 NA 8.000
Rigid Support CA 0.000

Class C

F01.030.003A 2MCA-CA-5208 MCSRD-2CA-351/sht. 1 QAL-14 VT-3 NA 8.000
Rigid Support CA 0.000

Class C

F01.030.004A 2MCA-CA-5554 MCSRD-2CA-356/sht. 1 QAL-14 VT-3 NA 6.000
Rigid Support CA 0.000

Class C

F01.030.050A 2MCR-KC-4022 MCSRD-2KC-201/sht. 1 QAL-14 VT-3 NA 8.000
Rigid Support KC 0.000

Class C

F01.030.051C 2MCR-KC-4557 MCSRD-2KC-201/sht. 1 QAL-14 VT-3 NA 6.000
Mech Snubber KC 0.218

Class C

F01.030.052A 2MCR-KC-4054 MCSRD-2KC-202/sht. 1 QAL-14 VT-3 NA 6.000
Rigid Support

Class C
KC 0.000

F01.030.053A 2MCR-KC-4057
Rigid Support

Class C

MCSRD-2KC-202/sht. 2 QAL-14
KC

VT-3 NA 8.000
0.000
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CATEGORY F-A, Supports

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 1

class 3 Piping Supports

ITEM NUMBER ID NUMBER
F01.030.054B 2MCR-KC-4503

Rigid Restraint
Class C

Plan Report
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SYS ISO/DWG NUMBERS PROC
MCSRD-2KC-202/sht. 2 QAL-14

KC

INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
VT-3 NA 8.000

0.000

F01.030.055A 2MCA-KC-3327 MCSRD-2KC-351/sht. 1 QAL-14 VT-3 NA 6.000
Rigid Support KC 0.000

Class C

F01.030.056A 2MCA-KC-3328 MCSRD-2KC-351/sht. 2 QAL-14 VT-3 NA 8.000
Rigid Support KC 0.216

Class C

F01.030.061A 2MCA-KC-3285 MCSRD-2KC-351/sht. 3 QAL-14 VT-3 NA 10.000
Rigid Support KC 0.000

Class C

F01.030.1111B 2-MCA-LD-3071 MCSRD-2LD-351/sht. 1 QAL-14 VT-3 NA 6.000
Rigid Restraint LD 0.000

Class C

F01.030.112A 2-MCA-LD-3079 MCSRD-2LD-352/sht. 2 QAL-14 VT-3 NA 6.000
Rigid Support LD 0.000

Class C

F01.030.113C 2-MCA-LD-3010 MCSRD-2LD-352/sht. 1 QAL-14 VT-3 NA 6.000
Spring Hgr LD 0.000

Class C

F01.030.191B 2MCA-RV-H503 MCSRD-2RN-364/sht. 1 QAL-14 VT-3 NA 6.000
Rigid Restraint RV 0°000

Class C

Total F01.030 Items: 16
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Class 1, 2, and 3 ****
F01.040.002B 2PZR-LUGS

Rigid Restraint
Class A

MCM 2201.01-15
NC MC-ISIN3-2553-02.00

MCM 2201.01-16

QAL-14 VT-3 NA 0.000
0.000

PRESSURIZER SUPPORT LUGS. REFERENCE
DRAWING MC-1070-22.

F01.040.008B 2NSP-SUPPORT-2A
Rigid Restraint

Class B

MCM 1201.05-206
NS MC-ISIN3-2563-01.00

QAL-14 VT-3 NA 0.000
0.000

CONTAINMENT SPRAY PUMP 2A SUPPORT.

F01.040.009B 2NSHX-SUPPORT-2A
Rigid Restraint

Class B

MCM 1201.06-0025
NS MC-ISIN-2563-01.00

MCM 1201.06-093

QAL-14 VT-3 NA 0.000
0.750

CONTAINMENT SPRAY HX 2A SUPPORT. SINCE
"HX A" & "HX B" ARE OF DIFFERENT DESIGN,
WILL EXAMINE BOTH. OTHER DRAWING
MC-1220-32

F01.040.010B 2REGHX-SUPPORT

Rigid Restraint
Class B

MCM 1201.06-0015
NV MC-ISIN3-2554-01.02

MCM 1201.06-69

QAL-14 VT-3 NA 0.000
0.250

REGENERATIVE HX SUPPORT.

F01.040.034B 2DG-SUPPORT-2A
Rigid Restraint

Class C

MCM 1301.00-02
KD MC-ISIN3-2609-01.00

QAL-14 VT-3 NA 0.000
0.000

DIESEL GENERATOR ENGINE 2A
SUPPORT/LUBE OIL PUMP 2A.

F01.040.038B 2ELDHX-SUPPORT
Rigid Restraint

MCM 1201.06-0010
NV MC-ISIN3-2554-01.02

QAL-14 VT-3 NA 0.000
0.375

EXCESS LETDOWN HX SUPPORT.

Class B

F01.040.039B 2NSHX-SUPPORT-2B
Rigid Restraint

Class B

MCM 1201.06-0090
NS MC-ISIN3-2563-01.00

MC 1220-32

QAL-14 VT-3 NA 0.000
0.750

CONTAINMENT SPRAY HX 2B SUPPORT. SINCE
"HX A" & "HX B" ARE OF DIFFERENT DESIGN
WILL EXAMINE BOTH.

Total F01.040 Items:

Total F01 Items:

7
74
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SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Reactor Coolant Pump Flywheel ****
G01.001.001 2RCP-2A MCM 1201.01-7

NC MC-ISIN3-2553-01.00
MCM 1201.01-0080

NDE-949 UT CS 0.000 50237
0.000

AUGMENTED EXAMINATION. REACTOR
COOLANT PUMP 2A FLYWHEEL. INSPECT ONCE
PER INTERVAL IN ACCORDANCE WITH
TECHNICAL SPECIFICATION 5.5.7.

Class A

GO1.001.002 2RCP-2B MCM 1201.01-7 NDE-949 UT CS 0.000 50237 AUGMENTED EXAMINATION. REACTOR
NC MC-ISIN3-2553-01.00 0.000 COOLANT PUMP 2B FLYWHEEL. INSPECT ONCE

Class A MCM 1201.01-0080 PER INTERVAL IN ACCORDANCE WITH
TECHNICAL SPECIFICATION 5.5.7.

GO1.001.003 2RCP-2C MCM 1201.01-7 NDE-949 UT CS 0.000 50237 AUGMENTED EXAMINATION. REACTOR
NC MC-ISIN3-2553-01.00 0.000 COOLANT PUMP 2C FLYWHEEL. INSPECT ONCE

Class A MCM 1201.01-0080 PER INTERVAL IN ACCORDANCE WITH
TECHNICAL SPECIFICATION 5.5.7.

GO1.001.004 2RCP-2D MCM 1201.01-7 NDE-949 UT CS 0.000 50237 AUGMENTED EXAMINATION. REACTOR
NC MC-ISIN3-2553-01.00 0.000 COOLANT PUMP 2D FLYWHEEL. INSPECT ONCE

Class A MCM 1201.01-0080 PER INTERVAL IN ACCORDANCE WITH
TECHNICAL SPECIFICATION 5.5.7.

Total G01.001 Items: 4
Total G01 Items: 4
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SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Pipe Rupture Protection ****
G03.001.001 2NC2FW16-1 MCFI-2NC16 NDE-600 UT SS 10.000 * AUGMENTED EXAMINATION. REFERENCE

Circumferential NC MC-ISIN3-2553-01.00 PDI-UT-2 1.000 DOCUMENT SRG-78-001 REV.2 (DISTRIBUTION
Class A Elbow to CODE MADM-257). *SEE SECTION 8 FOR

Nozzle CALIBRATION BLOCK REQUIREMENTS.

G03.001.001A 2NC2FW16-1 MCFI-2NC16 NDE-35 PT SS 10.000 AUGMENTED EXAMINATION. REFERENCE
Circumferential NC MC-ISIN3-2553-1.00 1.000 DOCUMENT SRG-78-001 REV.2 (DISTRIBUTION

Class A Elbow to CODE MADM-257).
Nozzle

Total G03.001 Items: 2
Total G03 Items: 2
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Elements Subject to Thermal Fatigue ****
R01.011.013 2NC2F2-8C MCF

Circumferential NC MC-
Fl-2NC40
ISIN-2553-01.00

NDE-600
PDI-UT-2

UT SS 2.000 * SEGMENT NC-017. *SEE SECTION 8 FOR
0.344 50217 CALIBRATION BLOCK REQUIREMENTS.

Pipe to
Pipe Cap

Class A

R01.011.019 2NC22-WN8 MCFI-2NC22 NDE-600 UT SS 6.000 * SEGMENT NC-033.
Circumferential NC MC-ISIN-2553-01.00 PDI-UT-2 0.719 50211 BRANCH CONNECTION. *SEE SECTION 8 FOR

Class A MCM 2201.01-1 8/sht.4 Pipe to CALIBRATION BLOCK REQUIREMENTS.
Nozzle

R01.011.020 2NC2FW22-16 MCFI-2NC22 NDE-600 UT SS 14.000 SEGMENT NC-034. *SEE SECTION 8 FOR
Circumferential NC MC-ISIN-2553-01.00 PDI-UT-2 1.250 50213 CALIBRATION BLOCK REQUIREMENTS.

Class A Elbow to
Tee

R01.011.021 2NC2FW24-6 MCFI-2NC24 NDE-600 UT SS 6.000 SEGMENT NC-035. *SEE SECTION 8 FOR
Circumferential NC MC-ISIN-2553-01.00 PDI-UT-2 0.719 50211 CALIBRATION BLOCK REQUIREMENTS.

Class A Pipe to
Elbow

R01.011.026 2NC2FW31-8 MCFI-2NC31 NDE-600 UT SS 4.000 * SEGMENT NC-092. *SEE SECTION 8 FOR
Circumferential NC MC-ISIN-2553-01.00 PDI-UT-2 0.237 50438 CALIBRATION BLOCK REQUIREMENTS.

Class B Reducer to
Pipe

R01.011.051 2NDP73-1 MCFI-2ND7 NDE-600 UT SS 8.000 t SEGMENT ND-008A. *SEE SECTION 8 FOR
Circumferential ND MC-ISIN-2561-01.00 PDI-UT-2 0.250 TBD CALIBRATION BLOCK REQUIREMENTS.

Class B Elbow to
Pipe

R01.011.052 2ND2FW15-3 MCFI-2ND15 NDE-600 UT SS 8.000 SEGMENT ND-009A. *SEE SECTION 8 FOR
Circumferential ND MC-ISIN-2561-01.00 PDI-UT-2 0.250 TBD CALIBRATION BLOCK REQUIREMENTS.

Class B Pipe to
Elbow

R01.011.061 2NIP23-1 MCFI-2NI2 NDE-600 UT SS 4.000 * SEGMENT NI-030A. *SEE SECTION 8 FOR
Circumferential NI MC-ISIN-2562-03.00 PDI-UT-2 0.337 50436 CALIBRATION BLOCK REQUIREMENTS.

Class B Pipe to
Elbow
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ITEM NUMBER ID NUMBER
R01.011.062 2NI2F-2

Circumferential

SYS ISO/DWG NUMBERS
MCFI-2NI01

NI MC-ISIN-2562-03.00

PROC
NDE-12

INSP REQ MAT/SCH
RT Ss

DIA/THK CAL BLOCKS COMMENTS
6.000
0.134

SEGMENT NI-042

Class B Tee to
Pipe

R01 .011.063 2NI2F608
Circumferential

MCFI-2NI21
NI MC-ISIN-2562-03.01

NDE-600
PDI-UT-2

UT SS 18.000 SEGMENT NI-059. *SEE SECTION 8 FOR
0.250 TBD CALIBRATION BLOCK REQUIREMENTS.

Pipe to
Elbow

Class B

R01.011.064 2Nl2F611
Circumferential

MCFI-2NI21
NI MC-ISIN-2562-03.01

NDE-600
PDI-UT-2

UT SS 18.000
0.250

Elbow to
Elbow

* SEGMENT NI-059. *SEE SECTION 8 FOR
TBD CALIBRATION BLOCK REQUIREMENTS.

Class B

R01.011.065 2N12F616
Circumferential

MCFI-2NI21
NI MC-ISIN-2562-03.01

NDE-600
PDI-UT-2

UT SS 18.000 SEGMENT NI-060. *SEE SECTION 8 FOR
0.250 TBD CALIBRATION BLOCK REQUIREMENTS.

Class B El
Pi

bow to
pe

UTR01.011.066 2NI2F619
Circumferential

MCFI-2NI21 NDE-600
NI MC-ISIN-2562-03.01 PDI-UT-2

SS 18.000 * SEGMENT NI-060. *SEE SECTION 8 FOR
0.250 TBD CALIBRATION BLOCK REQUIREMENTS.

Class B Elbow to
Elbow

R01.011.067 2N12F234
Circumferential

MCFI-2NI6
NI MC-ISIN-2562-01.00

NDE-600
PDI-UT-2

UT SS 3.000
0.438

Reducer to
Elbow

SEGMENT NI-061A. *SEE SECTION 8 FOR
50225 CALIBRATION BLOCK REQUIREMENTS.

Class B

R01.011.068 2NIP59-2 MCFI-2NI6 NDE-600 UT SS 3.000 * SEGMENT NI-061A. *SEE SECTION 8 FOR
Circumferential NI MC-ISIN-2562-01.00 PDI-UT-2 0.438 50225 CALIBRATION BLOCK REQUIREMENTS.

Class B Pipe to
Pipe

R01.011.069 2Nl2FW27-13 MCFI-2NI27 NDE-600 UT SS 3.000 * SEGMENT NI-062A. *SEE SECTION 8 FOR
Circumferential NI MC-ISIN-2562-01.00 PDI-UT-2 0.438 50225 CALIBRATION BLOCK REQUIREMENTS.

Class B Pipe to
Elbow

R01.011.070 2NI2FW27-24
Circumferential

MCFI-2NI27
NI MC-ISIN-2562-01.00

NDE-600
PDI-UT-2

UT SS 3.000 SEGMENT NI-062A. *SEE SECTION 8 FOR
0.438 50225 CALIBRATION BLOCK REQUIREMENTS.

Reducer to
Pipe

Class B
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

R01.011.130 2NV2FW180-48 MCFI-2NV180 NDE-600 UT Ss 4.000 * SEGMENT NV-002B. *SEE SECTION 8 FOR
Circumferential NV MC-ISIN-2554-03.00 PDI-UT-2 0.237 TBD CALIBRATION BLOCK REQUIREMENTS.

Class B Elbow to
Elbow

Total R01.011 Items: 18

**** Elements Subject to Corrosive, Erosive, or Cavitation Wastage ****

R01.013.001 2RV2FW30-17 MCFI-2RV30 NDE-946 UT CS 12.000 STEP SEGMENT RV-001.
Circumferential RV MC-ISIN-2604-03.00 0.375 WEDGE EXAMINE A 1 FT. LENGTH OF PIPE AT WELD TO

Class B Elbow to DETERMINE WALL THKS.
Pipe

Total R01.013 Items: 1
Total R01 Items: 19
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CATEGORY B-B, Pressure Retaining Welds In
Vessels Other Than Reactor Vessels
*Steam Generators (Primary Side)

ITEM NUMBER ID NUMBER SYS ISO/DWG NUI

**** Tubesheet-to-Head Weld ****
B02.040.003 2SGC-W22 MCM 2201.01-C

Circumferential NC MCM 2201.01-(

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 2

3ERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 1

12/03/2003

VIE

)207
)216

NDE-620
PDI-UT-6

UT CS 0.000
6.438

5131617 STEAM GENERATOR 2C PRIMARY HEAD TO
50236A TUBESHEET.

Class A Head to
Tubesheet

Total 802.040 Items: 1
Total B02 Items: 1
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Nozzels In Vessels - Inspection Program B
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ITEM NUMBER ID NUMBER SYS ISO/DWG

**** Nozzle-to-Vessel Welds ****
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Inservice Inspection Plan for Interval 3 Outage 2
3ERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
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i NUME

B03.110.002 2PZR-12 MCM2201.01-015 NDE-3620 UT CS 12.750 50338 PRESSURIZER SPRAY NOZZLE TO UPPER

Circumferential NC MCM 2201.01-16 1.900 HEAD.
Class A Nozzle to

Head

B03.110.006 2PZR-16 MCM 2201.01-015 NDE-3620 UT CS 15.000 50338 PRESSURIZER RELIEF NOZZLE TO UPPER
Circumferential NC MCM 2201.01-16 1.900 HEAD. Y-Z QUADRANT.

Class A Nozzle to
Head

Total B03.110 Items: 2
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**** Nozzle Inside Radius Section ****
B03.120.002 2PZR-12R MCM 2201.01-015 NDE-680 UT CS 12.750 TBD PRESSURIZER SPRAY NOZZLE TO UPPER

Circumferential NC MCM 2201.01-16 1.900 HEAD. (INSIDE RADIUS SECTION)
Class A Nozzle to

Head

B03.120.006 2PZR-16R MCM 2201.01-015 NDE-680 UT CS 15.000 TBD PRESSURIZER RELIEF NOZZLE TO UPPER
Circumferential NC MCM 2201.01-16 1.900 HEAD. Y-Z QUADRANT. (INSIDE RADIUS

SECTION)Class A Nozzle to
Head

Total B03.120 Items:
Total B03 Items:

2
4



EOC 17
DUKE ENERGY CORPORATION

CATEGORY B-G-1. Pressure Retaining Bolting, INSERVICE INSPECTION PLAN MANAGEMENT
Greater Than 2 in. In Diameter Inservice Inspection Database Management System

(

Steam Generators McGuire 2

Inservice Inspection Plan for Interval 3 Outage 2

Plan Report
Page 4

12/03/2003

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Flange Surface, when connection disassembled ****
B06.100.001 2SGA-MW-Y1-X1 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2A PRIMARY INLET

NC MCM 2201.01-0126 0.000 MANWAY FLANGE SURFACE. Y1-X1
Class A QUADRANT. INSPECT WHEN CONNECTION

DISASSEMBLED.

B06.100.002 2SGA-MW-X1-Y2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2A PRIMARY OUTLET
NC MCM 2201.01-0126 0.000 MANWAY FLANGE SURFACE. X1-Y2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.003 2SGB-MW-Y1-X2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2B PRIMARY INLET
NC MCM 2201.01-0127 0.000 MANWAY FLANGE SURFACE. Y1-X2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.004 2SGB-MW-X2-Y2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2B PRIMARY OUTLET
NC MCM 2201.01-0127 0.000 MANWAY FLANGE SURFACE. X2-Y2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

606.100.005 2SGC-MW-Y1-X1 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2C PRIMARY INLET
NC MCM 2201.01-0126 0.000 MANWAY FLANGE SURFACE. Y1-X1

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.006 2SGC-MW-X1-Y2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2C PRIMARY OUTLET
NC MCM 2201.01-0126 0.000 MANWAY FLANGE SURFACE. X1-Y2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.007 2SGD-MW-Y1-X2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2D PRIMARY INLET
NC MCM 2201.01-0127 0.000 MANWAY FLANGE SURFACE. Y1-X2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.008 2SGD-MW-X2-Y2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2D PRIMARY OUTLET
NC MCM 2201.01-0127 0.000 MANWAY FLANGE SURFACE. X2-Y2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

Total B06.100 Items: 8
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Inservice Inspection Plan for Interval 3 Outage 2
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Plan Report
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COMMENTS

**** Flange Surface, when connection disassembled ****
B06.190.001 2RCP-2A-FLANGE MCM 2201.01-084

NC
Class A

QAL-13 VT-1 SS 0.000
0.000

REACTOR COOLANT PUMP 2A MAIN FLANGE.
INSPECT WHEN CONNECTION DISASSEMBLED.

B06.190.002 2RCP-2B-FLANGE MCM 2201.01-084 QAL-13 VT-1 SS 0.000 REACTOR COOLANT PUMP 2B MAIN FLANGE.
NC 0.000 INSPECT WHEN CONNECTION DISASSEMBLED.

Class A

B06.190.003 2RCP-2C-FLANGE MCM 2201.01-084 QAL-13 VT-1 SS 0.000 REACTOR COOLANT PUMP 2C MAIN FLANGE.
NC 0.000 INSPECT WHEN CONNECTION DISASSEMBLED.

Class A

B06.190.004 2RCP-2D-FLANGE MCM 2201.01-084 QAL-13 VT-1 SS 0.000
0.000

REACTOR COOLANT PUMP 2D MAIN FLANGE.
INSPECT WHEN CONNECTION DISASSEMBLED.NC

Class A

Total B06.190 Items: 4
Total B06 Items: 12
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SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Bolts, Studs, and Nuts ****
B07.050.100 2NV255-FL1 MCFI-2NV255 QAL-13 VT-1 SS 1.000 FLANGE BOLTING (4 STUDS). BOLTING SIZE

NV MC-ISIN3-2554-01.01 0.000 DETERMINED USING MP/0/A/7650/01
Class A ENCLOSURE 13.2. EXAMINE ALL FLANGE

BOLTING MATERIAL.

B07.050.1 01 2NV264-FL1 MCFI-2NV264
NV MC-ISIN3-2554-01.00

QAL-13 VT-1 SS 1.000
0.000

FLANGE BOLTING (4 STUDS). BOLTING SIZE
DETERMINED USING MP/O/A/7650/01
ENCLOSURE 13.2. EXAMINE ALL FLANGE
BOLTING MATERIAL.

Class A

Total B07.050 Items: 2
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**** Bolts, Studs, and Nuts ****
B07.080.001 2CRD-HOUSING MCM 2201.01-21 QAL-13 VT-1 SS 6.000

0.000NC 30738-1541
THREADED HOUSING WITH SEAL WELD.
EXAMINE ONLY CRD BOLTING THAT IS RE-USED
WHEN HOUSING IS DISASSEMBLED.Class A

Total B07.080 Items: 1

Total B07 Items: 3
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ID NUMBER COMMENTS

**** Pump Casing ****
B12.020.001 2RCP-2A MCM 2201.01-0084

NC MC-ISIN3-2553-01.00
QAL-14 VT-3 SS 77.000

4.500
Class A

REACTOR COOLANT PUMP 2A CASING
INTERNAL SURFACES. ONLY ONE PUMP
REQUIRED TO BE EXAMINED THIS INTERVAL.
INSPECT ONLY IF PUMP IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.020.002 2RCP-2B MCM 2201.01-0084
NC MC-ISIN3-2553-01.00

QAL-14 VT-3 SS 77.000
4.500

Class A

REACTOR COOLANT PUMP 2B CASING
INTERNAL SURFACES. ONLY ONE PUMP
REQUIRED TO BE EXAMINED THIS INTERVAL.
INSPECT ONLY IF PUMP IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B1 2.020.003 2RCP-2C MCM 2201.01-0084
NC MC-ISIN3-2553-01.00

QAL-14 VT-3 SS 77.000
4.500

Class A

REACTOR COOLANT PUMP 2C CASING
INTERNAL SURFACES. ONLY ONE PUMP
REQUIRED TO BE EXAMINED THIS INTERVAL.
INSPECT ONLY IF PUMP IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.020.004 2RCP-2D MCM 2201.01-0084
NC MC-ISIN3-2553-01.00

QAL-14 VT-3 SS 77.000
4.500

REACTOR COOLANT PUMP 2D CASING
INTERNAL SURFACES. INSPECT ONLY IF PUMP
IS DISASSEMBLED FOR MAINTENANCE,
REPAIR, OR VOLUMETRIC EXAMINATION.

Class A

Total B12.020 Items: 4
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ID NUMBER COMMENTS

**** Valve Body, Exceeding NPS 4 ****
B12.050.001A 2NC-1 MCFI-2NC53 QAL-14 VT-3 SS 6.000 6"CROSBYRELIEFVALVE. INSPECT ONE OF

NC MC-ISIN3-2553-02.00 0.000 THE FOLLOWING VALVES: 2NC-1, 2NC-2, OR
Class A MCM 1205.09-0001 120 2NC-3 ONLY IF VALVE IS DISASSEMBLED FOR

MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.001B 2NC-2 MCFI-2NC53 QAL-14 VT-3 SS 6.000 6"CROSBYRELIEFVALVE. INSPECT ONE OF
NC MC-ISIN3-2553-02.00 0.000 THE FOLLOWING VALVES: 2NC-1, 2NC-2, OR

Class A MCM 1205.09-0001 2NC-3 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.001C 2NC-3 MCFI-2NC53 QAL-14 VT-3 SS 6.000 6"CROSBYRELIEFVALVE. INSPECT ONE OF
NC MC-ISIN3-2553-02.00 0.000 THE FOLLOWING VALVES: 2NC-1, 2NC-2, OR

Class A MCM 1205.09-0001 2NC-3 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.002A 2ND-lB MCFI-2ND1 QAL-14 VT-3 SS 14.000 14" WALWORTH GATE VALVE. INSPECT ONE
ND MC-ISIN3-2561-01.00 0.000 OF THE FOLLOWING VALVES: 2ND-1 B OR

Class A MCM 1205.00-0010 2ND-2AC ONLY IF VALVE IS DISASSEMBLED
FOR MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.002B 2ND-2AC MCFI-2ND1 QAL-14 VT-3 SS 14.000 14" WALWORTH GATE VALVE. INSPECT ONE
ND MC-ISIN3-2561-01.00 0.000 OF THE FOLLOWING VALVES: 2ND-1 B OR

Class A MCM 1205.00-0010 2ND-2AC ONLY IF VALVE IS DISASSEMBLED
FOR MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.003A 2NI-54A MCFI-2NI18 QAL-14 VT-3 SS 10.000 10" CRANE-ALOYCO GATE VALVE. INSPECT
NI MC-ISIN3-2562-02.00 0.000 ONE OF THE FOLLOWING VALVES: 2NI-54A,

Class A MCM 1205.00-0012 2NI-65B, 2NI-76A, OR 2NI-88B ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

B12.050.003B 2NI-65B MCFI-2NI18 QAL-14 VT-3 SS 10.000 10" CRANE-ALOYCO GATE VALVE. INSPECT
NI MC-ISIN3-2562-02.00

MCM 1205.00-0012
0.000

Class A

ONE OF THE FOLLOWING VALVES: 2NI-54A,
2NI-65B, 2NI-76A, OR 2NI-88B ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
B12.050.003C 2N)-76A MCFI-2NI17 QAL-14 VT-3 SS 10.000 10" CRANE-ALOYCO GATE VALVE. INSPECT

NI MC-ISIN3-2562-02.01 0.000 ONE OF THE FOLLOWING VALVES: 2NI-54A,
Class A MCM 1205.00-0012 2NI-65B, 2NI-76A, OR 2NI-88B ONLY IF VALVE IS

DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

B12.050.003D 2NI-88B MCFI-2NI19 QAL-14 VT-3 SS 10.000 10" CRANE-ALOYCO GATE VALVE. INSPECT
NI MC-ISIN3-2562-02.01 0.000 ONE OF THE FOLLOWING VALVES: 2NI-54A,

Class A MCM 1205.00-0012 2NI-65B, 2NI-76A, OR 2NI-88B ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

B12.050.004A 2NI-59 MCFI-2NI18 QAL-14 VT-3 SS 10.000 10" ATWOOD & MORRILL CHECK VALVE.
NI MC-ISIN3-2562-02.00 0.000 INSPECT ONE OF THE FOLLOWING VALVES:

Class A MCM 1205.36-0011 2N1-59, 2N1-60, 2N1-70, 2N1-71, 2NI-81, 2NI-82,
2NI-93, OR 2NI-94 ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

B12.050.004B 2NI-60 MCFI-2NI18 QAL-14 VT-3 SS 10.000 10"ALOYCOCHECKVALVE. INSPECTONEOF
NI MC-ISIN3-2562-02.00 0.000 THE FOLLOWING VALVES: 2NI-59, 2NI-60,

Class A MCM 1205.00-0009 2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004C 2NI-70 MCFI-2NI18 QAL-14 VT-3 SS 10.000 10" ALOYCO CHECK VALVE. INSPECT ONE OF
NI MC-ISIN3-2562-02.00

MCM 1205.00-0009
0.000

Class A

THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

-

B12.050.004D 2NI-71

Class A

MCFI-2NI 18
NI MC-ISIN3-2562-02.00

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2N1-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.
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ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIAITHK CAL BLOCKS COMMENTS
B12.050.004E 2NI-81 MCFI-2NI17

NI MC-ISIN3-2562-02.01
MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B1 2.050.004F 2NI-82 MCFI-2NI17
NI MC-ISIN3-2562-02.01

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2N1-59, 2N1-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004G 2NI-93 MCFI-2NI19
NI MC-ISIN3-2562-02.01

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004H 2NI-94 MCFI-2NI19
NI MC-ISIN3-2562-02.01

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.005A 2NI-125 MCFI-2NI26
NI MC-ISIN3-2562-03.00

Class A MCM 1205.00-0006

B12.050.005B 2NI-129 MCFI-2NI26

QAL-14 VT-3 SS 8.000
0.000

8" WALWORTH CHECK VALVE. INSPECT ONE
OF THE FOLLOWING VALVES: 2NI-125 OR
2NI-129 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

QAL-14 VT-3
NI MC-ISIN3-2562-03.00

MCM 1205.00-0006

SS 8.000
0.000

8" WALWORTH CHECK VALVE. INSPECT ONE
OF THE FOLLOWING VALVES: 2NI-125 OR
2NI-129 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

Class A
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
B12.050.006A 2NI-126 MCFI-2NI85 QAL-14 VT-3 SS 6.000 6" CRANE-ALOYCO CHECK VALVE. INSPECT

NI MC-ISIN3-2562.03.00 0.000 ONE OF THE FOLLOWING VALVES: 2NI-126,
Class A MCM 1205.00-0005 2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR

2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006B 2NI-134 MCFI-2NI85 QAL-14 VT-3 SS 6.000 6" CRANE-ALOYCO CHECK VALVE. INSPECT
NI MC-ISIN3-2562-03.00

MCM 1205.00-0005
0.000

Class A

ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006C 2NI-852 MCFI-2NI1 15
NI MC-ISIN3-2562-03.00

MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

Class A

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006D 2NI-853 MCFI-2NI1 16
NI MC-ISIN3-2562-03.00

MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

Class A

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006E 2NI-175 MCFI-2NI114
NI MC-ISIN3-2562-03.01

MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

Class A

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006F 2NI-176 MCFI-2NI 12
NI MC-ISIN3-2562-03.01

MCM 1205.00-0005

QAL-1 4 VT-3 SS 6.000
0.000

Class A

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.
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D NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
MCFI-2NI16

NI MC-ISIN3-2562-03.01
MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

Class A

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.007A 2NI-180 MCFI-2NI15 QAL-14 VT-3 SS 6.000 6" WESTINGHOUSE CHECK VALVE. INSPECT
NI MC-ISIN3-2562-03.01 0.000 ONLY IF VALVE IS DISASSEMBLED FOR

Class A MCM 1205.36-0028 MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

Total B12.050 Items: 27
Total B12 Items: 31



(EOC 17

CATEGORY C-A! Pressure Retaininq Welds In
Pressure VesselsIHead Circumferential Welds

ITEM NUMBER ID NUMBER

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 2

Plan Report
Page 14

12/03/2003

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

C01.020.070 2REGHX-1 -HD1
Circumferential

MCM 1201.06-054
NV MC-ISIN3-2554-01.02

MCM 1201.06-015

NDE-3630 UT SS 10.920 50428
1.075

Nozzle Belt to
Head

REGENERATIVE HEAT EXCHANGER. (SHELL 1)

Class B

C01.020.071 2REGHX-1 -HD2
Circumferential

MCM 1201.06-054
NV MC-ISIN3-2554-01.02

MCM 1201.06-015

NDE-3630 UT SS 10.920 50428
1.075

Shell to
Head

REGENERATIVE HEAT EXCHANGER. (SHELL 1)

Class B

Total C01.020 Items: 2
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SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

C01.030.020 2REGHX-1-NB-TS

Circumferential
Class B

MCM 1201.06-054
NV MC-ISIN3-2554-01.02

MCM 1201.06-015

NDE-3630 UT SS 10.920 50428
1.075

Nozzle Belt to
Tubesheet

REGENERATIVE HEAT EXCHANGER. (SHELL 1)

C01.030.021 2REGHX-1-TS-SH
Circumferential

MCM 1201.06-054
NV MC-ISIN3-2554-01.02

MCM 1201.06-015

NDE-3630 UT SS 10.920 50428
1.075

Tubesheet to
Shell

REGENERATIVE HEAT EXCHANGER. (SHELL 1)

Class B

Total C01.030 Items:
Total C01 Items:

2

4
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**** Welded Attachments ****
C03.020.001 2MCR-CA-H42

Mech Snubber
Class B

MCSRD-2CAM/sht. 1
CA MC-ISIN3-2592-01.00

2MCR-CA-H42

NDE-25 MT CS 6.000
0.216

WELDED ATTACHMENT. INSPECT WITH
F01.020.018C.

C03.020.022 2MCA-ND-6107
Rigid Support

MCSRD-2ND-350/sht. 1 NDE-35
ND MC-ISIN3-2561-01.00

2MCA-ND-6107

PT SS 8.000
0.125

WELDED ATTACHMENT. INSPECT WITH
F01.020.128A.

Class B

Total C03.020 Items: 2
Total C03 Items: 2
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**** Welded Attachments ****
D01.010.002 2LDHX-SUPPORT

Rigid Restraint
Class C

MCM 1201.06-0021
NV MC-ISIN3-2573-02.00

MC- 1220-39

QAL-13 VT-1 NA 0.000
0.375

LETDOWN HX SUPPORT. REFERENCE MANUAL
MCM 1201.06-54. WELDED ATTACHMENT.
INSPECT WITH F01.040.012B.

D01.010.005 2KCST-SUPPORT-2A
Rigid Restraint

MCM 1201.04-113
KC MC-ISIN3-2573-01.00

QAL-13 VT-1 NA 0.000
0.250

COMPONENT COOLING SURGE TANK 2A
SUPPORT. WELDED ATTACHMENT.

Class C

Total D01.010 Items: 2
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**** Welded Attachments ****

D01.020.001 2MCA-KC-3364
Rigid Support

Class C

MCSRD-2KC-351/sht. 2 QAL-13
KC MC-ISIN-2573-04.00

2MCA-KC-3364

VT-1 NA 8.000
0.500

INSPECT WITH F01.030.058A.

Total D01.020 Items:

Total D01 Items:

1

3
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**** "A", One-Directional, "B", Multi-Directional, "C", Thermal Movement ****
F01.010.002C 2MCR-NC-4000 MCSRD-2NC-201/sht. 1 QAL-14 VT-3 NA 14.000

Mech Snubber NC 0.000
Class A

F01.010.051A 2MCR-ND-4001 MCSRD-2ND-201/sht. 1 QAL-14 VT-3 NA 14.000

Rigid Support
Class A

ND 0.000

F01.010.079B 2MCR-N 1-4037
Rigid Restraint

Class A

MCSRD-2NI-201/sht. 1 QAL-14 VT-3 NA 6.000
0.000NI

F01.010.080C 2MCR-NI-4025 MCSRD-2NI-201/sht. 1 QAL-14 VT-3 NA 10.000
Mech Snubber NI 0.000

Class A

F01.010.081A 2MCR-NI-4024 MCSRD-2NI-201/sht. 2 QAL-14 VT-3 NA 10.000
Rigid Support NI 0.000

Class A

F01.010.109A 2MCR-NV-4220 MCSRD-2NV-209/sht. 1 QAL-14 VT-3 NA 2.000
Rigid Support

Class A
NV 0.000

Total F01.010 Items: 6
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**** "A", One-Directional, "B", Multi-Directional, "C", Thermal Movement ****
F01.020.001 C 2MCR-CA-H26

Mech Snubber
Class B

MCSRD-2CAM/sht. 1 QAL-14 VT-3 NA 6.000
0.000CA

F01.020.002C 2MCA-CA-H19 MCSRD-2CAM/sht. 1 QAL-14 VT-3 NA 6.000
Mech Snubber CA 0.000

Class B

F01.020.018C 2MCR-CA-H42 MCSRD-2CAM/sht. 1 QAL-14 VT-3 NA 6.000 INSPECT WITH C03.020.001.
Mech Snubber CA 0.216

Class B

F01.020.051A 2MCA-CF-H100 MCSRD-2CAN/sht. 1 QAL-14 VT-3 NA 6.000
Rigid Support CF 0.000

Class B

F01.020.057B 2MCA-CF-H36 MCSRD-2CAM/sht. 2 QAL-14 VT-3 NA 6.000

Rigid Restraint CF 0.000
Class B

F01.020.060C 2MCA-CF-H170 MCSRD-2CAP/sht. 2 QAL-14 VT-3 NA 6.000
Spring Hgr CF 0.000

Class B

F01.020.104C 2MCA-ND-5485 MCSRD-2FW-350/sht. 5 QAL-14 VT-3 NA 14.000
Mech Snubber ND 0.000

Class B

F01.020.105C 2MCA-ND-5461 MCSRD-2FW-350/sht. 5 QAL-14 VT-3 NA 14.000

Mec Snb/Spr Hgr

Class B
ND 0.125
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SYS ISO/DWG NUMBERS PROC
MCSRD-2ND-350/sht. 1 QAL-14

INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
VT-3 NA 8.000

0.000ND

F01.020.119C 2MCA-ND-5016 MCSRD-2ND-350/sht. 6 QAL-14 VT-3 NA 8.000
Mech Snubber ND 0.000

Class B

F01.020.126A 2MCA-ND-5305 MCSRD-2FW-350/sht. 4 QAL-14 VT-3 NA 12.000
Rigid Support ND 0.125

Class B

F01.020.127A 2MCA-ND-5205 MCSRD-2FW-350/sht. 3 QAL-14 VT-3 NA 12.000
Rigid Support ND 0.125

Class B

F01.020.128A 2MCA-ND-6107 MCSRD-2ND-350/sht. 1 QAL-14 VT-3 NA 8.000 INSPECT WITH C03.020.022.
Rigid Support ND 0.125

Class B

F01.020.152A 2MCA-NI-5107 MCSRD-2ND-362/sht. 1 QAL-14 VT-3 NA 6.000
Rigid Support NI 0.000

Class B

F01.020.153B 2MCA-NI-7005 MCSRD-2ND-362/sht. 2 QAL-14 VT-3 NA 6.000
Rigid Restraint NI 0.000

Class B

F01.020.162A 2MCR-NI-4706 MCSRD-2NI-211/sht. 1 QAL-14 VT-3 NA 2.000
Rigid Support NI 0.000

Class B

F01.020.163C 2MCR-NI-4719 MCSRD-2NI-211/sht. 2 QAL-14 VT-3 NA 2.000
Mech Snubber

Class B
NI 0.000



(EOC 17 \

CATEGORY F-A, Supports
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 2

CIass 2 Piping Supports

ITEM NUMBER ID NUMBER
F01.020.164B 2MCR-NI-4671

Rigid Restraint
Class B

Plan Report
Page 22

12/03/2003

SYS ISO/DWG NUMBERS
MCSRD-2NI-21 1/sht. 2

PROC
QAL-14

INSP REQ MAT/SCH DIA/THK CAL BLOCKS
VT-3 NA 4.000

0.000

COMMENTS

NI

F01.020.165B 2MCR-NI-4684
Rigid Restraint

Class B

MCSRD-2NI-21 1/sht. 3 QAL-14 VT-3 NA 2.000
0.000NI

F01.020.166A 2MCR-NI-4066
Rigid Support

Class B

MCSRD-2NI-21 1/sht. 3 QAL-14 VT-3 NA 2.000
0.000NI

F01.020.167A 2MCR-NI-4056
Rigid Support

Class B

MCSRD-2NI-21 1/sht. 3 QAL-14 VT-3 NA 2.000
0.000NI

F01.020.172A 2MCA-NI-5046
Rigid Support

Class B

MCSRD-2NI-350/sht. 1 QAL-14 VT-3 NA 4.000
0.438NI

F01.020.173A 2MCA-NI-5701
Rigid Support

Class B

MCSRD-2NI-350/sht. 2 QAL-14 VT-3 NA 4.000
0.000NI

F01.020.174A 2MCA-NI-5715 MCSRD-2NI-350/sht. 2 QAL-14 VT-3 NA 4.000
Rigid Support NI 0.000

Class B

F01.020.187A 2MCR-NI-4011 MCSRD-2NI-201/sht. 1 QAL-14 VT-3 NA 8.000
Rigid Support NI 0.000

Class B

F01.020.192C 2MCA-NI-5104 MCSRD-2ND-362/sht. 1 QAL-14 VT-3 NA 6.000
Mec Snb/Spr Hgr

Class B
0.000NI
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CATEGORY F-A. SuDDorts

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 2

MClass 2 Piping Supports

ITEM NUMBER ID NUMBER
F01.020.208B 2MCR-NS-4657

Rigid Restraint
Class B

Plan Report
Page 23

12103/2003

SYS ISO/DWG NUMBERS PROC
MCSRD-2NS-204/sht. 1 QAL-14

INSP REQ MAT/SCH
VT-3 NA

DIA/THK CAL BLOCKS COMMENTS
8.000
0.000NS

F01.020.209B 2MCR-NS-4656
Rigid Restraint

Class B

MCSRD-2NS-204/sht. 1 QAL-14 VT-3 NA 8.000
0.000NS

F01.020.223A 2MCA-NS-7006 MCSRD-2FW-350/sht. 2 QAL-14 VT-3 NA 12.000
Rigid Support NS 0.000

Class B

F01.020.226B 2MCA-NS-7005
Rigid Restraint

Class B

MCSRD-2FW-350/sht. 2 QAL-14 VT-3 NA 12.000
0.000NS

F01.020.231A 2MCR-NS-4610 MCSRD-2NS-203/sht. 1 QAL-14 VT-3 NA 8.000
Rigid Support NS 0.000

Class B

F01.020.25lA 2MCA-NV-7044
Rigid Support

Class B

MCSRD-2ND-350/sht. 7 QAL-14 VT-3 NA 8.000
0.125NV

Total F01.020 Items: 32
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CATEGORY F-A, Supports

C 2ass 3 Piping SuPports

ITEM NUMBER ID NUMBER

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 2

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 24

12/03/2003

**** "A", One-Directional, "B", Multi-Directional, "C", Thermal Movement ****
F01.030.005C 2MCA-CA-5202

Mech Snubber
Class C

MCSRD-2CA-351/sht. 2 QAL-14 VT-3 NA 8.000
0.000CA

F01.030.006C 2MCA-CA-5602
Spring Hgr

Class C

MCSRD-2CA-356/sht. 1 QAL-14 VT-3 NA 6.000
0.000CA

F01.030.007C 2MCA-CA-5207
Mec Snb/Spr Hgr

Class C

MCSRD-2CA-351/sht. 1 QAL-14 VT-3 NA 8.000
0.000CA

F01.030.057C 2MCA-KC-3296
Mech Snubber

Class C

MCSRD-2KC-351/sht. 2 QAL-14 VT-3 NA 8.000
0.000KC

F01.030.058A 2MCA-KC-3364
Rigid Support

Class C

MCSRD-2KC-351/sht. 2 QAL-14 VT-3 NA 8.000
0.500

INSPECT WITH D01.020.001.
KC

F01.030.059B 2MCA-KC-3324
Rigid Restraint

Class C

MCSRD-2KC-351/sht. 3 QAL-14
KC

VT-3 NA 8.000
0.125

F01.030.060C 2MCA-KC-3281
Spring Hgr

Class C

MCSRD-2KC-351/sht. 3 QAL-14 VT-3 NA 10.000
0.237KC

Total F01.030 Items: 7



EOC 17 (
CATEGORY F-A, Supports

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 2
*Supports Other Than Piping SuPports

Plan Report
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12103/2003.
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Class 1, 2, and 3 ****
F01.040.012B 2LDHX-SUPPORT

Rigid Restraint
Class C

MCM 1201.06-0021
KC MC-ISIN3-2573-02.00

MC-1220-39

QAL-14 VT-3 NA 0.000 LETDOWN HX SUPPORT. REFERENCE MANUAL
0.375 MCM 1201.06-54.

F01.040.013B 2RCHP-SUPPORT MCM 1201.05-0301 QAL-14 VT-3 NA 0.000 RECIPROCATING CHARGING PUMP SUPPORT.

Rigid Restraint NV MC-ISIN3-2554-03.00 0.000

Class B MC-1222-33

F01.040.014B 2CCP-SUPPORT-2A MCM 1201.05-228 QAL-14 VT-3 NA 0.000 CENTRIFUGAL CHARGING PUMP 2A SUPPORT.

Rigid Restraint NV MC-ISIN3-2554-03.01 0.250

Class B

F01.040.016B 2RCHPSS-SUPPORT MCM 1201.04-272 QAL-14 VT-3 NA 0.000 RECIPROCATING CHRGING PUMP SUCTION

Rigid Restraint
Class B

NV MC-ISIN3-2554-03.00 0.375 STABILIZER SUPPORT.

F01.040.030B 2RPV-SUPPORT-A
Rigid Restraint

Class A

MCM 1201.01-078
NC MC-ISIN3-2553-01.00

MCM 1201.01-079

QAL-14 VT-3 NA 0.000 REACTOR VESSEL SUPPORT. REFERENCE
0.000 MCM 1117.00-01 0.

-

Total F01.040 Items:

Total F01 Items:

5

50
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CATEGORY AUG, Auqmented Inspections

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 2

Augmented Examination

ITEM NUMBER ID NUMBER

Plan Report
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12103/2003

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Pipe Rupture Protection ****
G03.001.002 2NC2FW16-3 MCFI-2NC16 NDE-600 UT SS 10.000 * AUGMENTED EXAMINATION. REFERENCE

Circumferential NC MC-ISIN3-2553-01.00 PDI-UT-2 1.000 DOCUMENT SRG-78-001 REV.2 (DISTRIBUTION
Class A Pipe to CODE MADM-257). *SEE SECTION 8 FOR

Elbow CALIBRATION BLOCK REQUIREMENTS.

G03.001.002A 2NC2FW16-3 MCFI-2NC16 NDE-35 PT SS 10.000 AUGMENTED EXAMINATION. REFERENCE
Circumferential NC MC-ISIN3-2553-01.00 1.000 DOCUMENT SRG78001 REV.2 (DISTRIBUTION

Class A Pipe to CODE MADM-257).
Elbow

Total G03.001 Items: 2
Total G03 Items: 2
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CATEGORY R-A, Risk Informed Piping
Examinations
MClass 1 and 2 Piping Welds

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 2

Plan Report
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12/03/2003

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIAITHK CAL BLOCKS COMMENTS

**** Elements Subject to Thermal Fatigue ****
R01.011.014 2NC2FW39-1 MCI

Circumferential NC MC-
;F-2NC39
-ISIN-2553-01.00

NDE-995 UT SS 1.500
0.281

Pipe to
Nozzle

50202 SEGMENT NC-024

Class A

R01.011.015 2NC2FW40-11 MCFI-2NC40 NDE-995 UT SS 1.500 50202 SEGMENT NC-025
Circumferential NC MC-ISIN-2553-01.00 0.281

Class A Pipe to
Nozzle

R01.011.016 2NC2FW43-1 MCFI-2NC43 NDE-995 UT SS 1.500 50202 SEGMENT NC-026
Circumferential NC MC-ISIN-2553-01.00 0.281

Class A MCM2201.01-16 Pipe to
Nozzle

R01.011.022 2PZR-W2SE MCFI-2NC13 TBD UT SS-CS 4.000 50467 SEGMENT NC-043.
Circumferential NC MC-ISIN-2553-02.00 PDI-UT-1 0 0.970 50211 PRESSURIZER SPRAY NOZZLE.

Class A Term end MCM 2201.01-16 Nozzle to
Dissimilar Safe End

R01.011.023 2NC2FW15-26 MCFI-2NC15 NDE-600 UT SS 2.000 * SEGMENT NC-048. *SEE SECTION 8 FOR
Circumferential NC MC-ISIN-2553-02.00 PDI-UT-2 0.344 50217 CALIBRATION BLOCK REQUIREMENTS.

Class A Pipe to
Reducer

R01.011.101 2NS2F574
Circumferential

MCFI-2NS22
NS MC-ISIN-2563-01.00

NDE-12 RT SS 8.000
0.148

Elbow to
Pipe

SEGMENT NS-017

Class B

R01.011.102 2NS2F513
Circumferential

MCFI-2NS20
NS MC-ISIN-2563-01.00

NDE-12 RT SS 8.000
0.148

Elbow to
Pipe

SEGMENT NS-018

Class B

R01.011.103

Class B

2NS2F486
Circumferential

MCFI-2NS1 9
NS MC-ISIN-2563-01.00

NDE-12 RT SS 8.000
0.148

SEGMENT NS-019

Elbow to
Pipe
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CATEGORY R-A, Risk Informed Piping
ExaminationsIClass 1 and 2 Piping Welds

ITEM NUMBER ID NUMBER SYS ISO
R01.011.156 2RCHP-IN MCF

Circumferential NV MC-I
Class B Term end

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 2

Plan Report
Page 28

12/03/2003

/DWG NUMBERS
I-2NV32
SIN-2554-03.00

PROC
NDE-600
PDI-UT-2

INSP REQ MAT/SCH DIA/THK CAL BLOCKS
UT SS 4.000

0.237 TBD
Flange to
Pump

COMMENTS
SEGMENT NV-1 08A.
RECIPROCATING CHARGING PUMP INLET. 'SEE
SECTION 8 FOR CALIBRATION BLOCK
REQUIREMENTS.

Total R01.011 Items: 9

Total R01 Items: 9



Duke Power Company

Quality Assurance Technical Services

Inservice Inspection Plan For:

McGuire Unit 2

Interval 3

ISI Outage 3

Refueling Outage EOC 18

ISI Inspection Listing

Revision 3



EOC 18

CATEGORY B-A, Pressure Retaining Welds In
Reactor Vessel
Tead WeldsR

ITEM NUMBER ID NUMBER SYS ISO/DWG NUI

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 3

VMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 1

12/03/2003

**** Circumferential ****
B01.021.001 2RPV-W09 MCM 2201.01-01 NDE-620 UT CS 0.000 50376 TOP HEAD RING PC.09 TO CAP PC.10.

Circumferential NC MCM 2201.01-019 PDI-UT-6 6.900
Class A Head Ring to

Head Cap

Total B01.021 Items: 1
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CATEGORY B-A. Pressure Retaininq Welds In
Reactor Vessel

Head-to-Flanae Weld

ITEM NUMBER ID NUMBER SYS ISO/DWG NU

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 3

MBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 2

12/03/2003

B01.040.001 2RPV-W08

Circumferential
Class A

MCM 2201.01-01
NC MCM 2201.01-019

NDE-3660 UT CS 0.000 50376
6.900

Head to
Flange

UPPER HEAD PC.09 TO HEAD FLANGE PC.08.

B01.040.001A 2RPV-W08 MCM 2201.01-01 NDE-25 MT CS 0.000 UPPER HEAD PC.09 TO HEAD FLANGE PC.08.

Circumferential NC MCM 2201.01-019 6.900
Class A Head to

Flange

Total B01.040 Items:

Total B01 Items:

2

3
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CATEGORY B-D, Full Penetration Welded IN!

Nozzels In Vessels - Inspection Program B Inser

MPressurizer
N Ins
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

DUKE ENERGY CORPORATION
SERVICE INSPECTION PLAN MANAGEMENT
'vice Inspection Database Management System

McGuire 2
service Inspection Plan for Interval 3 Outage 3

PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 3

12103/2003

**** Nozzle-to-Vessel Welds ***
B03.110.001 2PZR-10

Circumferential
Class A

MCM 2201.01-015
NC MCM 2201.01-16

NDE-3620 UT CS 24.500
2.550

50337 PRESSURIZER SURGE NOZZLE TO LOWER
HEAD.

Nozzle to
Head

Total B03.110 Items: 1
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CATEGORY B-D, Full Penetration Welded
Nozzels In Vessels - Inspection Program B

ressurizer

ITEM NUMBER ID NUMBER SYS ISO/DWG

**** Nozzle Inside Radius Section ****

B03.120.001 2PZR-10R MCM 2201
Circumferential NC MCM 2201

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 3

NUMBERS PROC INSP REQ MAT/SCH DIATHK CAL BLOCKS COMMENTS

Plan Report
Page 4

12/03/2003

.01-015

.01-16
NDE-680 UT CS 24.500

2.550
TBD PRESSURIZER SURGE NOZZLE TO LOWER

HEAD. (INSIDE RADIUS SECTION)
Class A Nozzle to

Head

Total B03.120 Items: 1
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CATEGORY B-D. Full Penetration Welded
Nozzels In Vessels - Inspection Program B
*Steam Generators (Primary Side)

ITEM NUMBER ID NUMBER SYS ISO/DWG

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 3

NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 5

12103/2003

**** Nozzle Inside Radius Section ****
B03.140.005 2SGC-INLET

Circumferential
Class A

MCM 2201.01-0207
NC MCM 2201.01-0216

TBD VT-1 CS 0.000
6.500

TBD STEAM GENERATOR 2C INLET NOZZLE TO
LOWER HEAD. Y1-X2 QUADRANT. (INSIDE
RADIUS SECTION). ENHANCED VISUAL EXAM
WILL BE PERFORMED IN LIEU OF ULTRASONIC
EXAM.

Nozzle to
Head

B03.140.006 2SGC-OUTLET
Circumferential

Class A

MCM 2201.01-0207 TBD
NC MCM 2201.01-0216

VT-1 CS 0.000
6.500

Nozzle to
Head

TBD STEAM GENERATOR 2C OUTLET NOZZLE TO
LOWER HEAD. Y2-X2 QUADRANT. (INSIDE
RADIUS SECTION). ENHANCED VISUAL EXAM
WILL BE PERFORMED IN LIEU OF ULTRASONIC
EXAM.

Total B03.140 Items:
Total B03 Items:

2
4
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CATEGORY B-G-1. Pressure Retaining Bolting
Greater Than 2 in. In Diameter

Steam Generators

ITEM NUMBER ID NUMBER

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 3

Plan Report
Page 6

12/03/2003

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Bolts and Studs ****
B06.090.001 2SGA-MW-Y1-X1 MCM 2201.01-0126

NC MCM 2201.01-0172
NDE-2047 UT CS 2.500

26.625
7C015 STEAM GENERATOR 2A PRIMARY INLET

MANWAY BOLTING.
20 STUDS. Y1-X1 QUADRANT.Class A

B06.090.002 2SGA-MW-X1-Y2 MCM 2201.01-0126
NC MCM 2201.01-0172

NDE-2047 UT CS 2.500
26.625

7C01 5 STEAM GENERATOR 2A PRIMARY OUTLET
MANWAY BOLTING.
20 STUDS. X1-Y2 QUADRANT.Class A

B06.090.007 2SGD-MW-Y1 -X2 MCM 2201.01-0127
NC MCM 2201.01-0172

NDE-2047 UT CS 2.500
26.625

7C01 5 STEAM GENERATOR 2D PRIMARY INLET
MANWAY BOLTING.
20 STUDS. Y1-X2 QUADRANT.Class A

B06.090.008 2SGD-MW-X2-Y2 MCM 2201.01-0127
NC MCM 2201.01-0172

NDE-2047 UT CS 2.500
26.625

7C015 STEAM GENERATOR 2D PRIMARY OUTLET
MANWAY BOLTING.
20 STUDS. X2-Y2 QUADRANT.Class A

Total B06.090 Items: 4



EOC 18
DUKE ENERGY CORPORATION

CATEGORY B-G-1, Pressure Retaining Bolting, INSERVICE INSPECTION PLAN MANAGEMENT
Greater Than 2 in. In Diameter Inservice Inspection Database Management System

(

W~tamGenerators McGuire 2
Inservice Inspection Plan for Interval 3 Outage 3

Plan Report
Page 7

12/03/2003

ITEM NUMBER ID NUMBER SYS ISOIDWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Flange Surface, when connection disassembled ****
B06.100.001 2SGA-MW-Y1 -XI MCM 2201.01-01 94

-

QAL-13 VT-1
NC MCM 2201.01-0126

CS 0.000
0.000

STEAM GENERATOR 2A PRIMARY INLET
MANWAY FLANGE SURFACE. Y1-X1
QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

Class A

B06.100.002 2SGA-MW-X1-Y2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2A PRIMARY OUTLET
NC MCM 2201.01-0126 0.000 MANWAY FLANGE SURFACE. X1-Y2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.003 2SGB-MW-Y1-X2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2B PRIMARY INLET
NC MCM 2201.01-0127 °.o°° MANWAY FLANGE SURFACE. Y1-X2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.004 2SGB-MW-X2-Y2 MCM 2201 .01-0194 QAL-13 VT-i Cs 0.000 STEAM GENERATOR 2B PRIMARY OUTLET
NC MCM 2201.01-0127 0.000 MANWAY FLANGE SURFACE. X2-Y2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.005 2SGC-MW-Y1-X1 MCM 2201.01-0194 QAL-13 VT-I CS 0.000 STEAM GENERATOR 2C PRIMARY INLET
NC MCM 2201.01-0126 0.000 MANWAY FLANGE SURFACE. Y1-X1

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.006 2SGC-MW-X1-Y2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2C PRIMARY OUTLET
NC MCM 2201.01-0126 0.000 MANWAY FLANGE SURFACE. X1-Y2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.007 2SGD-MW-Y1-X2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2D PRIMARY INLET
NC MCM 2201.01-0127 0.000 MANWAY FLANGE SURFACE. Y1-X2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.008 2SGD-MW-X2-Y2 MCM 2201.01-0194 QAL-13 VT-I CS 0.000 STEAM GENERATOR 2D PRIMARY OUTLET
NC MCM 2201.01-0127 0.000 MANWAY FLANGE SURFACE. X2-Y2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

Total B06.100 Items: 8
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CATEGORY B-G-1, Pressure Retaining Bolting DUKE ENERGY CORPORATIONCeateGr ThanG2in. Pressuream etaenrng Bt , INSERVICE INSPECTION PLAN MANAGEMENT
Greater Than 2 in. In Diameter Inservice Inspection Database Management System

(

Pu McGuire 2
Inservice Inspection Plan for Interval 3 Outage 3

Plan Report
Page 8

12/03/2003

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Flange Surface, when connection disassembled ****
B06.190.001 2RCP-2A-FLANGE MCM 2201.01-084 QAL-13 VT-1 SS 0.000

0.000
REACTOR COOLANT PUMP 2A MAIN FLANGE.
INSPECT WHEN CONNECTION DISASSEMBLED.NC

Class A

B06.190.002 2RCP-2B-FLANGE MCM 2201.01-084 QAL-13 VT-1 Ss 0.000
0.000

REACTOR COOLANT PUMP 2B MAIN FLANGE.
INSPECT WHEN CONNECTION DISASSEMBLED.NC

Class A

B06.190.003 2RCP-2C-FLANGE MCM 2201.01-084 QAL-13 VT-1 SS 0.000
0.000

REACTOR COOLANT PUMP 2C MAIN FLANGE.
INSPECT WHEN CONNECTION DISASSEMBLED.NC

Class A

B06.190.004 2RCP-2D-FLANGE MCM 2201.01-084 QAL-13 VT-1 SS 0.000
0.000

REACTOR COOLANT PUMP 2D MAIN FLANGE.
INSPECT WHEN CONNECTION DISASSEMBLED.NC

Class A

Total B06.190 Items: 4
Total 806 Items: 16
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DUKE ENERGY CORPORATION

CATEGORY B-G-2. Pressure Retaining Bolting, 2 INSERVICE INSPECTION PLAN MANAGEMENT
in. And Less In Diameter Inservice Inspection Database Management System

/

IPressurizer

ITEM NUMBER ID NUMBER

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 3

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIAITHK CAL BLOCKS COMMENTS

Plan Report
Page 9

12/03/2003

**** Bolts, Studs, and Nuts ****
B07.020.001 2PZR-MWB

Class A

MCM 2201.01-015
NC MC-ISIN-2553-02.00

MCM 1201.01-0048

QAL-13 VT-1 CS 1.875
7.500

PRESSURIZER MANAWAY BOLTING (16 BOLTS).
EXAMINE ALL BOLTING MATERIAL.

Total B07.020 Items: 1
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DUKE ENERGY CORPORATION

CATEGORY B-G-2, Pressure Retaining Boltinq, 2 INSERVICE INSPECTION PLAN MANAGEMENT
in. And Less In Diameter Inservice Inspection Database Management System

(

IPiDina

ITEM NUMBER ID NUMBER

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 3

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 10

12/03/2003

**** Bolts, Studs, and Nuts ****
B07.050.001 2NC53-FL1 MCFI-2NC53

NC MC-ISIN3-2553-02.00
QAL-13 VT-1 SS 1.375

8.000
FLANGE BOLTING (12 STUDS). BOLT SIZE
DETERMINED USING MP/I/A/7650/01
ENCLOSURE 13.2. EXAMINE ALL fLANGE
BOLTING MATERIAL.

Class A

B07.050.002 2NC53-FL2 MCFI-2NC53 QAL-13
NC MC-ISIN3-2553-02.00

VT-1 SS 1.375
8.000

FLANGE BOLTING (12 STUDS). BOLTING SIZE
DETERMINED USING MP/0/A/7650/01
ENCLOSURE 13.2. EXAMINE ALL FLANGE
BOLTING MATERIAL.

Class A

B07.050.003 2NC53-FL3 MCFI-2NC53 QAL-13 VT-1 SS 1.375 FLANGE BOLTING (12 STUDS). BOLTING SIZE
NC MC-ISIN3-2553-02.00 8.000 DETERMINED USING MP/0/AL7650/01

Class A ENCLOSURE 13.2. EXAMINE ALL FLANGE
BOLTING MATERIAL.

Total B07.050 Items: 3



( (EOC 18
DUKE ENERGY CORPORATION

CATEGORY B-G-2, Pressure Retaining Bolting. 2 INSERVICE INSPECTION PLAN MANAGEMENT
in. And Less In Diameter Inservice Inspection Database Management System

CRD Housings

ITEM NUMBER ID NUMBER

**** Bolts, Studs, and Nuts ****
B07.080.001 2CRD-HOUSING

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 3

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 1 1

12/03/2003

MCM 2201.01-21
NC 30738-1541

QAL-13 VT-1 SS 6.000
0.000

THREADED HOUSING WITH SEAL WELD.
EXAMINE ONLY CRD BOLTING THAT IS RE-USED
WHEN HOUSING IS DISASSEMBLED.Class A

Total B07.080 Items:
Total B07 Items:

1

5
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CATEGORY B-K, Welded Attachments For INS

Vessels, Piping, Pumps, And Valves Insern

Mpressure Vessels
E Ins,
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

(
DUKE ENERGY CORPORATION

SERVICE INSPECTION PLAN MANAGEMENT
vice Inspection Database Management System

McGuire 2
ervice Inspection Plan for Interval 3 Outage 3

PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 12

12/03/2003

**** Welded Attachments ****
B10.010.003 2PZR-W13B

Class A

B10.010.004 2PZR-W13C

Class A

MCM 2201.01-16
NC MC-ISIN3-2553-02.00

MCM 1201.01-0048

NDE-25 MT CS 4.000
4.000

Seismic Lug to
Shell

WELDED ATTACHMENT. PRESSURIZER
SEISMIC LUG TO SHELL. X-Y QUADRANT.

MCM 2201.01-16
NC MC-ISIN3-2553-02.00

MCM 1201.01-0048

NDE-25 MT CS 4.000
4.000

Seismic Lug to
Shell

WELDED ATTACHMENT. PRESSURIZER
SEISMIC LUG TO SHELL. W-X QUADRANT.

Total B10.010 Items:
Total B10 Items:

2
2
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CATEGORY B-L-2, Pump Casings

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2

ITEM NUMBER

Plan Report
Page 13

12/03/2003Inservice Inspection Plan for Interval 3 Outage 3
SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKSID NUMBER COMMENTS

**** Pump Casing ****
B12.020.001 2RCP-2A MCM 2201.01-0084 QAL-14 VT-3 SS 77.000 REACTOR COOLANT PUMP 2A CASING

NC MC-ISIN3-2553-01.00 4.500 INTERNAL SURFACES. ONLY ONE PUMP
Class A REQUIRED TO BE EXAMINED THIS INTERVAL.

INSPECT ONLY IF PUMP IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

BI 2.020.002 2RCP-2B MCM 2201.01-0084 QAL-14 VT-3 SS 77.000 REACTOR COOLANT PUMP 2B CASING
NC MC-ISIN3-2553-01.00 4.500

Class A

INTERNAL SURFACES. ONLY ONE PUMP
REQUIRED TO BE EXAMINED THIS INTERVAL.
INSPECT ONLY IF PUMP IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.020.003 2RCP-2C MCM 2201.01-0084
NC MC-ISIN3-2553-01.00

QAL-14 VT-3 SS 77.000
4.500

Class A

REACTOR COOLANT PUMP 2C CASING
INTERNAL SURFACES. ONLY ONE PUMP
REQUIRED TO BE EXAMINED THIS INTERVAL.
INSPECT ONLY IF PUMP IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.020.004 2RCP-2D MCM 2201.01-0084
NC MC-ISIN3-2553-01.00

QAL-14 VT-3 Ss 77.000
4.500

REACTOR COOLANT PUMP 2D CASING
INTERNAL SURFACES. INSPECT ONLY IF PUMP
IS DISASSEMBLED FOR MAINTENANCE,
REPAIR, OR VOLUMETRIC EXAMINATION.

Class A

Total B12.020 Items: 4
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CATEGORY B-M-2, Valve Body
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2

ITEM NUMBER

Plan Report
Page 14

12/03/2003Inservice Inspection Plan for Interval 3 Outage 3
RS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKSID NUMBER SYS ISO/DWG NUMBE COMMENTS

**** Valve Body, Exceeding NPS 4 ****

B12.050.001A 2NC-1 MCFI-2NC53 QAL-14 VT-3 Ss 6.000
0.000NC MC-ISIN3-2553-02.00

MCM 1205.09-0001 120

6" CROSBY RELIEF VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NC-1, 2NC-2, OR
2NC-3 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

Class A

B12.050.001B 2NC-2 MCFI-2NC53
NC MC-ISIN3-2553-02.00

MCM 1205.09-0001

QAL-14 VT-3 SS 6.000
0.000

Class A

6" CROSBY RELIEF VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NC-1, 2NC-2, OR
2NC-3 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.001C 2NC-3

Class A

MCFI-2NC53
NC MC-ISIN3-2553-02.00

MCM 1205.09-0001

QAL-14 VT-3 SS 6.000
0.000

6" CROSBY RELIEF VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NC-1, 2NC-2, OR
2NC-3 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.002A 2ND-1 B

Class A

MCFI-2ND1
ND MC-ISIN3-2561-01.00

MCM 1205.00-0010

QAL-14 VT-3 SS 14.000
0.000

14" WALWORTH GATE VALVE. INSPECT ONE
OF THE FOLLOWING VALVES: 2ND-1 B OR
2ND-2AC ONLY IF VALVE IS DISASSEMBLED
FOR MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.002B 2ND-2AC

Class A

MCFI-2ND1

ND MC-ISIN3-2561-01.00
MCM 1205.00-0010

QAL-14 VT-3 SS 14.000
0.000

14" WALWORTH GATE VALVE. INSPECT ONE
OF THE FOLLOWING VALVES: 2ND-1B OR
2ND-2AC ONLY IF VALVE IS DISASSEMBLED
FOR MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.003A 2N1-54A MCFI-2NI18

NI MC-ISIN3-2562-02.00
MCM 1205.00-0012

QAL-14 VT-3 SS 10.000
0.000

10" CRANE-ALOYCO GATE VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-54A,
2NI-65B, 2NI-76A, OR 2NI-88B ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

Class A

B12.050.003B 2NI-65B

Class A

MCFI-2NI18
NI MC-ISIN3-2562-02.00

MCM 1205.00-0012

QAL-14 VT-3 SS 10.000
0.000

10" CRANE-ALOYCO GATE VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-54A,
2NI-65B, 2NI-76A, OR 2NI-88B ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.
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CATEGORY B-M-2, Valve Body
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 3

ITEM NUMBER
B12.050.003C

Plan Report
Page 15

12/03/2003

ID NUMBER
2NI-76A

SYS ISO/DWG NUMBERS PROC
MCFI-2NI17 QAL-14

NI MC-ISIN3-2562-02.01
MCM 1205.00-0012

INSP REQ MAT/SCH DIA/THK CAL
VT-3 SS 10.000

0.000

BLOCKS COMMENTS
10" CRANE-ALOYCO GATE VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-54A,
2NI-65B, 2NI-76A, OR 2NI-88B ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

Class A

B12.050.003D 2NI-88B MCFI-2NI 19
NI MC-ISIN3-2562-02.01

MCM 1205.00-0012

QAL-14 VT-3 SS 10.000
0.000

10" CRANE-ALOYCO GATE VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-54A,
2NI-65B, 2NI-76A, OR 2NI-88B ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

Class A

B12.050.004A 2NI-59 MCFI-2NI18
NI MC-ISIN3-2562-02.00

MCM 1205.36-0011

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ATWOOD & MORRILL CHECK VALVE.
INSPECT ONE OF THE FOLLOWING VALVES:
2NI-59, 2N1-60, 2NI-70, 2N1-71, 2NI-81, 2NI-82,
2NI-93, OR 2NI-94 ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

B12.050.004B 2NI-60 MCFI-2NI18
NI MC-ISIN3-2562-02.00

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2N1-59, 2N1-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

-

B12.050.004C 2NI-70

Class A

MCFI-2NI18
NI MC-ISIN3-2562-02.00

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2Ni-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004D 2NI-71

Class A

MCFI-2NI18
NI MC-ISIN3-2562-02.00

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.
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CATEGORY B-M-2, Valve Body
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 3

ITEM NUMBER
B12.050.004E 2NI-81

Class A

Plan Report
Page 16

12103/2003

ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MA
MCFI-2NI17

NI MC-ISIN3-2562-02.01
MCM 1205.00-0009

QAL-14 VT-3
T/SCH DIA/THK CAL BLOCKS COMMENTS

SS 10.000 10" ALOYCO CHECK VALVE. INSPECT ONE OF
0.000 THE FOLLOWING VALVES: 2NI-59, 2NI-60,

2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004F 2NI-82 MCFI-2NI17
NI MC-ISIN3-2562-02.01

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004G 2NI-93 MCFI-2NI19
NI MC-ISIN3-2562-02.01

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004H 2NI-94 MCFI-2NI19
NI MC-ISIN3-2562-02.01

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.005A 2N1-125

Class A

MCFI-2NI26
NI MC-ISIN3-2562-03.00

MCM 1205.00-0006

QAL-14 VT-3 SS 8.000
0.000

8" WALWORTH CHECK VALVE. INSPECT ONE
OF THE FOLLOWING VALVES: 2NI-125 OR
2NI-129 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.005B 2NI-129

Class A

MCFI-2NI26
NI MC-ISIN3-2562-03.00

MCM 1205.00-0006

QAL-14 VT-3 SS 8.000
0.000

8" WALWORTH CHECK VALVE. INSPECT ONE
OF THE FOLLOWING VALVES: 2NI-125 OR
2NI-129 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.
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CATEGORY B-M-2, Valve Bodv
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McGuire 2
Inservice Inspection Plan for Interval 3 Outage 3

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKSITEM NUMBER

B12.050.006A I

Plan Report
Page 17

12/03/2003

ID NUMBER COMMENTS

2NI-126 MCFI-2NI85
NI MC-ISIN3-2562.03.00

MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

Class A

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006B 2NI-134 MCFI-2NI85
NI MC-ISIN3-2562-03.00

MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

Class A

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006C 2NI-852 MCFI-2NI115
NI MC-ISIN3-2562-03.00

MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

Class A

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006D 2NI-853 MCFI-2NI116

NI MC-ISIN3-2562-03.00
MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

Class A

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-1 75, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006E 2NI-175 MCFI-2N1114 QAL-14
NI MC-ISIN3-2562-03.01

Class A MCM 1205.00-0005

VT-3 SS 6.000
0.000

B12.050.006F 2NI-176

Class A

MCFI-2NI 12
NI MC-ISIN3-2562-03.01

MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.
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CATEGORY B-M-2. Valve Bodv
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McGuire 2
Inservice Inspection Plan for Interval 3 Outage 3

ITEM NUMBER ID NUMBER
B12.050.006G 2NI-181

Plan Report
Page 18

12/03/2003

SYS ISO/DWG NUMBERS
MCFI-2NI16

NI MC-ISIN3-2562-03.01
Class A MCM 1205.00-0005

PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
QAL-14 VT-3 SS 6.000 6" CRANE-ALOYCO CHECK VALVE. INSPECT

0.000 ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.007A 2Nl-180 MCFI-2NI15
NI MC-ISIN3-2562-03.01

MCM 1205.36-0028

QAL-14 VT-3 SS 6.000
0.000

6" WESTINGHOUSE CHECK VALVE. INSPECT
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

Class A

Total B12.050 Items: 27
Total B12 Items: 31
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CATEGORY B-N-1, Interior Of Reactor Vessel
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 3

Reactor Vessel

ITEM NUMBER

Plan Report
Page 19

12/03/2003

ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Vessel Interior ****
B13.010.001 2RPV-INTERIOR MCM 2201.01-0001

NC MC-ISIN3-2553-01.00
QAL-14 VT-3 SS 0.000

0.000

Class A

REACTOR VESSEL INTERIOR. AREAS TO BE
EXAMINED SHALL INCLUDE THE SPACES
ABOVE AND BELOW THE REACTOR CORE THAT
ARE MADE ACCESSIBLE FOR EXAMINATION BY
REMOVAL OF COMPONENTS DURING NORMAL
REFUELING OUTAGES. INSPECT EACH
INSPECTION PERIOD.

Total B13.010 Items: 1

Total B13 Items: 1



f
EOC 18

CATEGORY B-O, Pressure Retaining Welds In IN!

Control Rod Housings Inser

*Reactor Vessel
E Ins
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

DUKE ENERGY CORPORATION
SERVICE INSPECTION PLAN MANAGEMENT
'vice Inspection Database Management System

McGuire 2
service Inspection Plan for Interval 3 Outage 3

PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 20

12/03/2003

**** Welds in CRD Housing ****
B14.010.015 2RPV-CRDM-69

Class A

MCM 2201.01-20/sht.7 NDE-35
NC MCM 2201.01-0001

MC-ISIN3-2553-01.00

PT SS-Inconel 4.000
0.642

Adapter to
Housing Body

CRD HOUSING WELD. (PERIPHERAL)

Total B14.010 Items:
Total B14 Items:

1

1
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CATEGORY C-B, Pressure Retaining Nozzle
Welds In Vessels

Nozzles in Vessels <= 1/2 in. Nominal Thickness

ITEM NUMBER ID NUMBER SYS ISO/DWG N

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 3

JUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 21

12/0312003

**** Nozzle-to-Shell (Nozzle to Head or Nozzle to Nozzle) Weld ****
C02.011.001 2RCHPSS-INLET MCM 1201.04-272 NE

Circumferential NV MC-ISIN3-2554-03.00
)E-35 PT SS 4.000

0.375
Inlet Nozzle to
Shell

RECIPROCATING CHARGING PUMP SUCTION
STABLIZER.

Class B

C02.011.002 2RCHPSS-OUTLET
Circumferential

Class B

MCM 1201.04-272
NV MC-ISIN3-2554-03.00

NDE-35 PT SS 4.000
0.375

Outlet Nozzle to
Shell

RECIPROCATING CHARGING PUMP SUCTION
STABLIZER.

Total C02.011 Items:
Total C02 Items:

2
2
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CATEGORY C-C. Welded Attachments For IN!
Vessels. Piping, Pumps. And Valves Inser

Pressure Vessels*
ITEM NUMBER ID NUMBER SYS ISODWNUMBERSIns
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

DUKE ENERGY CORPORATION
SERVICE INSPECTION PLAN MANAGEMENT
vice Inspection Database Management System

McGuire 2

service Inspection Plan for Interval 3 Outage 3

PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 22

12/03/2003

**** Welded Attachments ****

C03.010.002 2NSHX-SUPPORT-2A

Class B

MCM 1201.06-0025
NS MC-ISIN3-2563-01.00

MC-1 220-32

NDE-25 MT CS 0.000
0.750

CONTAINMENT SPRAY HX 2A SUPPORT.
WELDED ATTACHMENT. SINCE "HX A" & "HX B"
ARE OF DIFFERENT DESIGN, WILL EXAMINE
BOTH.

C03.010.004 2SWIF-SUPPORT-2B MCM 1201.04-27 NDE-35 PT SS 0.000 SEAL WATER INJECTION FILTER 2B SUPPORT.
NV MC-ISIN3-2554-03.00 0.375 WELDED ATTACHMENT.

Class B MC-1223-1

Total C03.010 Items: 2
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CATEGORY C-C, Welded Attachments For
Vessels, Piping. Pumps. And Valves

ITEM NUMBER ID NUMBER SYS ISO/DWC

**** Welded Attachments ****

C03.020.051 2MCA-NV-5647 MCSRD-2
Mech Snubber NV MC-ISIN3

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 3

3ERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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12/03/2003

G NUME

:ND-350/sht. 7 NDE-35
-2554-03.01
'-5647

PT SS 8.000
0.125

WELDED ATTACHMENT. INSPECT WITH
F01.020.259C.

Class B 2MCA-NV

Total C03.020 Items:
Total C03 Items:

1

3
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CATEGORY C-G, Pressure Retaining Welds In
Pumps And Valves

ITEM NUMBER ID NUMBER SYS ISO/DWG NUIN

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 3

ABERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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12103/2003

**** Valve Body Welds ****
C06.020.001A 2CF0026AB-1

Circumferential
Class B

MCM 1205.23-0004
CF MC-ISIN3-2591-01.01

NDE-25 MT CS 16.000
0.000

Valve Body to
Valve Body

ITEM # FWI-003. INSPECT ONE VALVE IN THIS
GROUP (1A-1D) PER INTERVAL.

C06.020.004A 2ND0070-1
Circumferential

Class B

MCM 2205.00-0005
ND MC-ISIN3-2561-01.00

NDE-35 PT SS 8.000
0.477

Valve Body to
Valve Body

ITEM # 9D-216. INSPECT ONE VALVE IN THIS
GROUP (4A-4D) PER INTERVAL.

Total C06.020 Items:
Total C06 Items:

2
2
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CATEGORY D-A, Welded Attachments For
Vessels, Piping, Pumps, And Valves

Pressure Vessels

ITEM NUMBER ID NUMBER SYS ISO/DW(

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 3
3 NUMBERS PROC INSP REQ MAT/SCH DIAITHK CAL BLOCKS COMMENTS

Plan Report
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12/03/2003

**** Welded Attachments ****
D01.010.001 2MBD-SUPPORT-2A

Rigid Support
Class C

MCM 2201.09-0008
NV MC-ISIN3-2554-04.00

QAL-13 VT-1 NA 0.000
0.250

MIXED BED DEMINERALIZER 2A SUPPORT.
WELDED ATTACHMENT. INSPECT WITH
F01.040.0 1 lA.

Total D01.010 Items:

Total D01 Items:

1

1
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CATEGORY F-A, Supports

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 3
Class 1 Piping Supports

ITEM NUMBER ID NUMBER

Plan Report
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12/03/2003

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** "A", One-Directional, "B", Multi-Directional, "C", Thermal Movement ****
F01.010.003C 2MCR-NC-4292

Mech Snubber
Class A

MCSRD-2NC-203/sht. 1 QAL-14 VT-3 NA 4.000
0.000NC

F01.010.004C 2MCR-NC-4293 MCSRD-2NC-203/sht. 1 QAL-14 VT-3 NA 6.000
Mech Snubber NC 0.000

Class A

F01.010.005C 2MCR-NC-4289 MCSRD-2NC-203/sht. 1 QAL-14 VT-3 NA 4.000

Spring Hgr NC 0.000

Class A

F01.010.092A 2MCR-NI-4730 MCSRD-2NI-209/sht. 2 QAL-14 VT-3 NA 2.000
Rigid Support NI 0.000

Class A

F01.010.101C 2MCR-NV-4779 MCSRD-2NV-204/sht. 1 QAL-14 VT-3 NA 2.000
Spring Hgr NV 0.000

Class A

F01.010.110B 2MCR-NV-4380 MCSRD-2NV-209/sht. 1 QAL-14 VT-3 NA 2.000
Rigid Restraint NV 0.000

Class A

F01.010.111A 2MCR-NV-4103 MCSRD-2NV-206/sht. 1 QAL-14 VT-3 NA 2.000
Rigid Support NV 0.000

Class A

F01.010.114C 2MCR-NV-4406 MCSRD-2NV-204/sht. 1 QAL-14 VT-3 NA 4.000
Mech Snubber NV 0.000

Class A

Total F01.010 Items: 8
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CATEGORY F-A, Supports

Class 2 Piping Supports

ITEM NUMBER ID NUMBER

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 3

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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**** "A", One-Directional, "B", Multi-Directional, "C", Thermal Movement ****
F01.020.012A 2MCA-CA-H1 1

Rigid Support
Class B

MCSRD-2CAM/sht. 2 QAL-14 VT-3 NA 4.000
0.125CA

F01.020.020C 2MCR-CA-H168 MCSRD-2CAO/sht. 1 QAL-14 VT-3 NA 6.000
Mec Snb/Spr Hgr CA 0.000

Class B

F01.020.129A 2MCA-ND-5910 MCSRD-2ND-350/sht. 2 QAL-14 VT-3 NA 12.000
Rigid Support ND 0.125

Class B

F01.020.154C 2MCR-NI-4026 MCSRD-2NI-201/sht. 1 QAL-14 VT-3 NA 6.000
Hyd Snubber NI 0.000

Class B

F01.020.155C 2MCR-NI-4017 MCSRD-2NI-201/sht. 2 QAL-14 VT-3 NA 6.000
Mech Snubber NI 0.000

Class B

F01.020.185A 2MCR-NI-4561 MCSRD-2NI-203/sht. 1 QAL-14 VT-3 NA 6.000
Rigid Support NI 0.125

Class B

F01.020.186A 2MCR-NI-4034
Rigid Support

Class B

MCSRD-2NI-203/sht. 1 QAL-14 VT-3 NA 6.000
0.000NI

F01.020.201 A 2MCR-NS-4516
Rigid Support

Class B

MCSRD-2NS-201/sht. 1 QAL-14 VT-3 NA 8.000
0.000NS



EOC 18

CATEGORY F-A, Supports
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 3FCIas2 Piping Suppors

Plan Report
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12/0312003

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

F01.020.206B 2MCR-NS-4616 MCSRD-2NS-203/sht. 1 QAL-14 VT-3 NA 8.000
Rigid Restraint NS 0.000

Class B

F01.020.207B 2MCR-NS-4614 MCSRD-2NS-203/sht. 1 QAL-14 VT-3 NA 8.000

Rigid Restraint
Class B

NS 0.000

F01.020.21 OB 2MCR-NS-4665
Rigid Restraint

Class B

MCSRD-2NS-204/sht. 1 QAL-14 VT-3 NA 8.000
0.000NS

F01.020.211B 2MCR-NS-4701 MCSRD-2NS-205/sht. 1 QAL-14 VT-3 NA 8.000

Rigid Restraint NS 0.000
Class B

F01.020.212B 2MCR-NS-4710 MCSRD-2NS-20S/sht. 1 QAL-14 VT-3 NA 8.000

Rigid Restraint NS 0.000

Class B

F01.020.213B 2MCR-NS-4715 MCSRD-2NS-205/sht. 1 QAL-14 VT-3 NA 8.000
Rigid Restraint NS 0.000

Class B

F01.020.214B 2MCR-NS-4759 MCSRD-2NS-206/sht. 1 QAL-14 VT-3 NA 8.000

Rigid Restraint NS 0.000

Class B

F01.020.215A 2MCR-NS-4757 MCSRD-2NS-206/sht. 1 QAL-14 VT-3 NA 8.000
Rigid Support NS 0.000

Class B

F01.020.216B 2MCR-NS-4765 MCSRD-2NS-206/sht. 1 QAL-14 VT-3 NA 8.000
Rigid Restraint

Class B
NS 0.000
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CATEGORY F-A, Supports

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 3

MCIass 2 PiPin-q Supports

ITEM NUMBER ID NUMBER
F01.020.217B 2MCA-NS-5008

Rigid Restraint
Class B

Plan Report
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SYS ISO/DWG NUMBERS PROC
MCSRD-2NS-350/sht. 1 QAL-14

NS

INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
VT-3 NA 10.000

0.000

F01.020.218A 2MCA-NS-5102
Rigid Support

Class B

MCSRD-2NS-351/sht. 1 QAL-14 VT-3 NA 10.000
0.000NS

F01.020.219B 2MCA-NS-5107 MCSRD-2NS-351/sht. 1 QAL-14 VT-3 NA 10.000
Rigid Restraint NS 0.000

Class B

F01.020.220A 2MCA-NS-5116 MCSRD-2NS-351/sht. 1 QAL-14 VT-3 NA 10.000
Rigid Support NS 0.000

Class B

F01.020.221A 2MCA-NS-5202 MCSRD-2NS-352/sht. 1 QAL-14 VT-3 NA 10.000
Rigid Support NS 0.000

Class B

F01.020.222C 2MCA-NS-5260 MCSRD-2NS-352/sht. 1 QAL-14 VT-3 NA 10.000
Spring Hgr NS 0.000

Class B

F01.020.256A 2MCR-NV-4171 MCSRD-2NV-223/sht. 1 QAL-14 VT-3 NA 2.000
Rigid Support NV 0.000

Class B

F01.020.257A 2-MCA-S-NV-521-1-A 2-MCA-S-NV-521-1 QAL-14 VT-3 NA 4.000
Rigid Support NV 0.000

Class B

F01.020.258A 2MCR-NV-4172 MCSRD-2NV-223/sht. 1 QAL-14 VT-3 NA 2.000
Rigid Support

Class B
NV 0.000



EOC 18

CATEGORY F-A, Supports
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 3

CIass 2 Piping Supports

ITEM NUMBER ID NUMBER
F01.020.259C 2MCA-NV-5647

Mech Snubber

Plan Report
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SYS ISO/DWG NUMBERS PROC
MCSRD-2ND-350/sht. 7 QAL-14

INSP REQ MAT/SCH
VT-3 NA

DIA/THK CAL BLOCKS COMMENTS
8.000 INSPECT WITH C03.020.051.
0.125NV

Class B

F01.020.260B 2MCA-NV-7046
Rigid Restraint

Class B

MCSRD-2ND-350/sht. 7 QAL-14 VT-3 NA 8.000
0.000NV

F01.020.261 A 2MCR-NV-4181
Rigid Support

Class B

MCSRD-2NV-223/sht. 2 QAL-14 VT-3 NA 2.000
0.000NV

F01.020.262A 2MCR-NV-4191
Rigid Support

Class B

MCSRD-2NV-224/sht. 1 QAL-14 VT-3 NA 2.000
0.000NV

F01.020.266C 2MCA-NV-5302 MCSRD-2NV-353/sht. 2 QAL-14 VT-3 NA 4.000
Mech Snubber NV 0.000

Class B

F01.020.267A 2MCA-NV-5002 MCSRD-2NV-350/sht. 2 QAL-14 VT-3 NA 2.000
Rigid Support NV 0.000

Class B

F01.020.268A 2MCR-NV-4101 MCSRD-2NV-206/sht. 1 NDE-35 PT SS 2.000
Rigid Support

Class B
NV MC-ISIN3-2554-01.00

2MCR-NV-41 01
0.600

F01.020.269B 2MCR-NV-4576 MCSRD-2NV-224/sht. 1
Rigid Restraint NV

Class B

QAL-14 VT-3 NA 2.000
0.000

F01.020.351 A 2MCR-RN-4537
Rigid Support

Class B

MCSRD-2RN-203/sht. 1 QAL-14 VT-3 NA 6.000
0.000RN
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CATEGORY F-A, Supports

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

Class 2 Piping Supports

ITEM NUMBER ID NUMBER
F01.020.375A 2MCA-RV-5017

Rigid Support
Class B

SYS ISO/DWG NUMBE
MCSRD-2RV-350/s

RV

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 3
RS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS
,ht. 1 QAL-14 VT-3 NA 12.000

0.000

Plan Report
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COMMENTS

F01.020.426A 2MCA-SM-H 140
Rigid Support

Class B

MCSRD-2SMA/sht. 3 QAL-14 VT-3 NA 36.000
0.000SM

F01.020.427C 2MCA-SM-H141
Hyd Snubber

Class B

MCSRD-2SMA/sht. 3 QAL-14 VT-3 NA 36.000
0.000SM

F01.020.478C 2MCA-SV-H6
Mec Snb/Spr Hgr

Class B

MCSRD-2SVA/sht. 1 QAL-14 VT-3 NA 6.000
0.000Sv

Total F01.020 Items: 39
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CATEGORY F-A. Supports
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 3

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Class 3 Pipina Supports

ITEM NUMBER ID NUMBER

Plan Report
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**** "A", One-Directional, "B", Multi-Directional, "C", Thermal Movement ****
F01.030.062C 2MCA-KC-3332

Mech Snubber
Class C

MCSRD-2KC-351/sht. 5 QAL-14 VT-3 NA 16.000
0.281KC

F01.030.063C 2MCA-KC-3078
Mec Snb/Spr Hgr

Class C

MCSRD-2KC-351/sht. 6 QAL-14 VT-3 NA 16.000
0.000KC

F01.030.064C 2MCA-KC-3030
Hyd Snubber

Class C

F01.030.065A 2MCA-KC-3325
Rigid Support

MCSRD-2KC-351/sht. 7 QAL-14 VT-3 NA 20.000
0.000KC

MCSRD-2KC-351/sht. 7 QAL-14 VT-3 NA 20.000
0.000KC

Class C

F01.030.066A 2MCA-KC-3150
Rigid Support

Class C

MCSRD-2KC-358/sht. 1 QAL-14 VT-3 NA 16.000
0.365KC

F01.030.067A 2MCA-KC-3144
Rigid Support

Class C

MCSRD-2KC-358/sht. 2 QAL-14 VT-3 NA 8.000
0.000KC

F01.030.068A 2MCA-KC-3274 MCSRD-2KC-358/sht. 3 QAL-14 VT-3
Rigid Support KC

Class C

NA 8.000
0.000

F01.030.072A 2MCA-KC-3011
Rigid Support

Class C

MCSRD-2KC-351/sht. 3 QAL-14 VT-3 NA 14.000
0.000KC
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CATEGORY F-A, Supports

(

ECass 3 PiPinq Supports

ITEM NUMBER ID NUMBER
F01.030.075C 2MCA-KC-3020

Mech Snubber

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 3

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS
MCSRD-2KC-351/sht. 4 QAL-14 VT-3 NA 16.000

KC 0.000

Plan Report
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COMMENTS

Class C

Total F01.030 Items: 9
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CATEGORY F-A, Supports
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2Esupports Other Than Pipinq Supports
Plan Report

Page 34
12/03/2003.

ITEM NUMBER

Inservice Inspection Plan for Interval 3 Outage 3
SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKSID NUMBER COMMENTS

**** Class 1, 2, and 3 ****
F01.040.011 A 2MBD-SUPPORT-2A

Rigid Support
Class C

MCM 2201.09-0008
NV MC-ISIN3-2554-04.00

QAL-14 VT-3 NA 0.000
0.250

MIXED BED DEMINERALIZER 2A SUPPORT.

F01.040.017B 2SWIF-SUPPORT-2B
Rigid Restraint

Class B

MCM 1201.04-27
NV MC-ISIN3-2554-03.00

MC-1223-1

QAL-14 VT-3 NA 0.000
0.375

SEAL WATER INJECTION FILTER 2B SUPPORT.

F01.040.018B 2NIP-SUPPORT-2B
Rigid Restraint

Class B

MCM 1201.05-454
NI MC-ISIN3-2562-03.00

QAL-14 VT-3 NA 0.000
0.000

SAFETY INJECTION PUMP 2B SUPPORT LEGS
(4). REFERENCE MANUAL MCM 1201.05-280.

F01.040.019B 2KFHX-SUPPORT-2A
Rigid Restraint

Class C

MCM 1201.06-0027
KF MC-ISIN3-2570-01.01

MC-1220-32

QAL-14 VT-3 NA 0.000
0.250

FUEL POOL COOLING HX 2A SUPPORT.

F01.040.031 B 2RPV-SUPPORT-B
Rigid Restraint

Class A

MCM 1201.01-078
NC MC-ISIN3-2553-01.00

MCM 1201.01-079

QAL-14 VT-3 NA 0.000
0.000

REACTOR VESSEL SUPPORT. REFERENCE
MCM 1117.00-010.

Total F01.040 Items:
Total F01 Items:

5
61
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CATEGORY AUG, Augmented Inspections
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 3

Auqmented Examination

ITEM NUMBER ID NUMBER

Plan Report
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SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Pipe Rupture Protection ****
G03.001.004 2NC2FW22-7

Circumferential
MCFI-2NC22 NDE-600

NC MC-ISIN3-2553-01.00 PDI-UT-2
UT SS 10.000

1.000
Pipe to
Elbow

* AUGMENTED EXAMINATION. REFERENCE
DOCUMENT SRG-78-001 REV.2 (DISTRIBUTION
CODE MADM-257). -SEE SECTION 8 FOR
CALIBRATION BLOCK REQUIREMENTS.

Class A

G03.001.004A 2NC2FW22-7 MCFI-2NC22 NDE-35 PT SS 10.000 AUGMENTED EXAMINATION. REFERENCE
Circumferential NC MC-ISIN3-2553-01.00 1.000 DOCUMENT SRG-78-001 REV.2 (DISTRIBUTION

Class A Pipe to CODE MADM-257).
Elbow

Total G03.001 Items:
Total G03 Items:

2
2
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CATEGORY R-A, Risk Informed Piping
Examinations

MQJss1 and 2PipngWelds

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System
McGuire 2

Inservice, Inspection Plan for Interval 3 Outage 3

Plan Report
Page 36

12/03/2003

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

***Elements Subject to Thermal Fatigue ****

R01.01 1.024 2PZR-WlSE MCFI-2NC2 TBD
Circumferential NC MC-ISIN-2553-01 .00 PDl-UT-1 0

Class A Term end
Dissimilar

UT Ss-Cs 14.000
1.406

Nozzle to
Safe End

50339 SEGMENT NC-073.
PRESSURIZER SURGE NOZZLE.

R01.01 1.025 2RPV-W51-03-SE MCFI-2NI173 TBD UT CS-lnconel 6.250 TBD SEGMENT NC-089.
Circumferential NC MC-ISIN-2553-01.00 PDI-UT-10 0.750 RV HEAD TO UHI TUBE 180 DEG.

Class A MCM 2201 -01 -01 10 RPV HEAD to
Dissimilar UHI TUBE

R01.011.104 2NS21F427
Circumferential

MCFI-2N51 7
NS MC-ISIN-2563-01 .00

NDE-12 RT Ss 8.000
0.148

Elbow to
Pipe

SEGMENT NS-020

Class B

R01.01 1.125 2NV2FW27-2
Circumferential

MCFI-2NV27
NV MC-ISIN-2554-03.01

NDE- 12

Class B

RT Ss 8.000
0.148

Elbow to
Pipe

RT Ss 8.000
0.148

SEGMENT NV-001

R01 .01 1. 126 2NV2FW30-1 1
Circumferential

MCFI-2NV30
NV MC-ISIN-2554-03.01

NDE-12 SEGMENT NV-002AA

Class B Tee to
Reducer

RTR01,01 1. 127 2NV2FW1 15-4
Circumferential

MCFI-2NV1 15 NDE-12
NV MC-ISIN-2554-03.01

SS 8.000
0.148

SEGMENT NV-002AA

Class B Elbow to
Pipe

R01.01 1.128 2NVP31-2
Circumferential

MCFI-2NV1
NV MC-ISIN-2554-03.01

NDE-12 RT Ss 6.000
0.134

Elbow to
Elbow

SEGMENT NV-002AB

Class B

R01.01 1. 129 2NVP8-3
Circumferential

MC FI-2N V1
NV MC-ISIN-2554-03.01

NDE-1 2 RT Ss 6.000
0.134

SEGMENT NV-002AB

Class B Pipe to
Elbow



EOC 18 (
CATEGORY R-A, Risk Informed Piping
ExaminationsEClass 1 and 2 Piping Welds

ITEM NUMBER ID NUMBER
R01.011.147 2NV2FW215-37

Circumferential
Class B

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 3

Plan Report
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COMMENTS
SEGMENT NV-080A. *SEE SECTION 8 FOR
CALIBRATION BLOCK REQUIREMENTS.

SYS ISO/DWG NUMBERS

MCFI-2NV215
NV MC-ISIN-2554-011.02

PROC

NDE-600
PDI-UT-2

INSP REQ MAT/SCH

UT SS

DIA/THK CAL BLOCKS

3.000 *

0.438 TBD
Pipe to
Tee

R01.011.151 2NV2FW215-49
Circumferential

MCFI-2NV215
NV MC-ISIN-2554-01.02

NDE-600
PDI-UT-2

UT SS 2.000 * SEGMENT NV-083. *SEE SECTION 8 FOR
0.344 50217 CALIBRATION BLOCK REQUIREMENTS.

Pipe to
Pipe

Class B

R01.011.152 2NV2FW215-48 MCFI-2NV215 NDE-600 UT SS 2.000 SEGMENT NV-083. *SEE SECTION 8 FOR
Circumferential NV MC-ISIN-2554-01.02 PDI-UT-2 0.344 50217 CALIBRATION BLOCK REQUIREMENTS.

Class B Pipe to
Pipe

Total R01.011 Items: 11

**** Elements Subject to Corrosive, Erosive, or Cavitation Wastage ****

R01.013.002 2RV2FW30-27 MCFI-2RV30 NDE-946 UT CS 12.000 STEP SEGMENT RV-002.
Circumferential RV MC-ISIN-2604-03.00 0.375 WEDGE EXAMINE A 1 FT. LENGTH OF PIPE AT WELD TO

Class B Pipe to DETERMINE WALL THKS.
Flange

Total R01.013 Items: 1

Total R01 Items: 12
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CATEGORY B-B, Pressure Retaining Welds In
Vessels Other Than Reactor Vessels

Pressurizer

ITEM NUMBER ID NUMBER SYS ISO/DWG NUI

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 4

MBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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12/03/2003

**** Shell-to-Head; Circumferential ***
B02.011.002 2PZR-5

Circumferential N
Class A

MCM 2201.01-15
C MCM 2201.01-16

NDE-620
PDI-UT-6

UT CS 91.500 50337
3.750 50236A

Head to
Shell

PRESSURIZER UPPER HEAD TO SHELL.

Total B02.011 Items: 1

**** Shell-to-Head; Longitudinal ****
B02.012.002 2PZR-9 MCM 2201.01-15

Longitudinal NC MCM 2201.01-16
Class A

Total B02.012 Items: 1

NDE-620 UT CS 91.500 50337 PRESSURIZER UPPER HEAD TO SHELL.
PDI-UT-6 3.750 50236A

Head to
Shell

Total B02 Items: 2
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**** Nozzle-to-Vessel Welds ****
B03.110.003 2PZR-13

Circumferential
Class A

MCM 2201.01-015
NC MCM 2201.01-16

NDE-3620 UT CS 15.000
1.900

Nozzle to
Head

50338 PRESSURIZER SAFETY NOZZLE TO UPPER
HEAD. W-Z QUADRANT.

B03.110.004 2PZR-14
Circumferential

Class A

MCM 2201.01-015
NC MCM 2201.01-16

NDE-3620 UT CS 15.000 50338
1.900

Nozzle to
Head

PRESSURIZER SAFETY NOZZLE TO UPPER
HEAD. W-X QUADRANT.

B03.110.005 2PZR-1 5
Circumferential

Class A

MCM 2201.01-015
NC MCM 2201.01-16

NDE-3620 UT CS 15.000 50338
1.900

Nozzle to
Head

PRESSURIZER SAFETY NOZZLE TO UPPER
HEAD. X-Y QUADRANT.

Total B03.11O Items: 3
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Nozzle Inside Radius Section ****
B03.120.003 2PZR-13R MCM 2201.01-015 NDE-680 UT CS 15.000 TBD PRESSURIZER SAFETY NOZZLE TC

Circumferential NC MCM 2201.01-16 1.900 HEAD. W-Z QUADRANT. (INSIDE R)
) UPPER
ADIUS

Class A Nozzle to SECTION)
Head

B03.120.004 2PZR-14R MCM 2201.01-015 NDE-680 UT CS 15.000 TBD PRESSURIZER SAFETY NOZZLE TO UPPER
Circumferential NC MCM 2201.01-16 1.900 HEAD. W-X QUADRANT. (INSIDE RADIUS

Class A Nozzle to SECTION)
Head

B03.120.005 2PZR-15R MCM 2201.01-015 NDE-680 UT CS 15.000 TBD PRESSURIZER SAFETY NOZZLE TO UPPER
Circumferential NC MCM 2201.01-16 1.900 HEAD. X-Y QUADRANT. (INSIDE RADIUS

Class A Nozzle to SECTION)
Head

Total B03.120 Items: 3
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DUKE ENERGY CORPORATION
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**** Nozzle Inside Radius Section ****
B03.140.003 2SGB-INLET

Circumferential
MCM 2201.01-0207

NC MCM 2201.01-0216
TBD VT-1 CS 0.000

6.500
Class A Nozzle to

Head

TBD STEAM GENERATOR 2B INLET NOZZLE TO
LOWER HEAD. Y1-X1 QUADRANT. (INSIDE
RADIUS SECTION). ENHANCED VISUAL EXAM
WILL BE PERFORMED IN LIEU OF ULTRASONIC
EXAM.

B03.140.004 2SGB-OUTLET
Circumferential

MCM 2201.01-0207
NC MCM 2201.01-0216

TBD VT-1 CS 0.000
6.500

Class A Nozzle to
Head

TBD STEAM GENERATOR 2B OUTLET NOZZLE TO
LOWER HEAD. Y2-X1 QUADRANT. (INSIDE
RADIUS SECTION). ENHANCED VISUAL EXAM
WILL BE PERFORMED IN LIEU OF ULTRASONIC
EXAM.

Total B03.140 Items:
Total B03 Items:

2
8
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COMMENTS

**** Closure Head Nuts ****
B06.01 0.010 2RPV-664-32-1 0 MCM 2201.01-01

NC MCM 2201.01-0106
QAL-13 VT-1 CS 10.540

1.770
REACTOR VESSEL CLOSURE HEAD NUT.

Class A

B06.010.011 2RPV-664-32-11 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.540
1.770

REACTOR VESSEL CLOSURE HEAD NUT.

Class A

B06.010.012 2RPV-664-32-12 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1.770

Class A

B06.010.013 2RPV-664-32-13 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1.770

Class A

B06.010.014 2RPV-664-32-14 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1.770

Class A

B06.010.015 2RPV-664-32-15 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1.770

Class A

B06.010.016 2RPV-664-32-16 MCM2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSELCLOSUREHEADNUT.
NC MCM 2201.01-0106 1.770

Class A

B06.010.017 2RPV-664-32-17 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1.770

Class A
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COMMENTS
REACTOR VESSEL CLOSURE HEAD NUT.

ITEM NUMBER ID NUMBER
B06.010.018 2RPV-664-32-18

SYS ISO/DWG NUMBERS
MCM 2201.01-01

NC MCM 2201.01-0106

PROC INSP REQ MAT/SCH
QAL-13 VT-1 CS

DIA/THK CAL BLOCKS
10.540

1.770
Class A

B06.010.019 2RPV-664-32-19 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.540
1.770

REACTOR VESSEL CLOSURE HEAD NUT.

Class A

B06.010.020 2RPV-664-32-20 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.540
1.770

REACTOR VESSEL CLOSURE HEAD NUT.

Class A

B06.010.021 2RPV-664-32-21 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1.770

Class A

B06.010.022 2RPV-664-32-22 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1.770

Class A

B06.010.023 2RPV-664-32-23 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1-770

Class A

B06.010.024 2RPV-664-32-24 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1.770

Class A

B06.010.025 2RPV-664-32-25 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1.770

Class A

B06.010.026 2RPV-664-32-26 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1.770

Class A
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COMMENTS

REACTOR VESSEL CLOSURE HEAD NUT.
ITEM NUMBER ID NUMBER

B06.010.027 2RPV-664-32-27

SYS ISO/DWG NUMBERS

MCM 2201.01-01
NC MCM 2201.01-0106

PROC

QAL-13

INSP REQ MAT/SCH

VT-1 CS

DIA/THK CAL BLOCKS

10.540
1.770

Class A

B06.010.028 2RPV-664-32-28 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.

NC MCM 2201.01-0106 1.770
Class A

B06.010.029 2RPV-664-32-29 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.

NC MCM 2201.01-0106 1.770

Class A

B06.010.030 2RPV-664-32-30 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.

NC MCM 2201.01-0106 1.770

Class A

B06.010.031 2RPV-664-32-31 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.

NC MCM 2201.01-0106 1.770

Class A

B06.010.032 2RPV-664-32-32 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.

NC MCM 2201.01-0106 1.770

Class A

B06.010.033 2RPV-664-32-33 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.

NC MCM 2201.01-0106 1.770

Class A

B06.010.034 2RPV-664-32-34 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.

NC MCM 2201.01-0106 1.770

Class A

B06.010.035 2RPV-664-32-35 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.

NC MCM 2201.01-0106 1.770

Class A
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Total 806.010 Items: 26
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Closure Studs, when removed ****
B06.030.01 0 2RPV-664-31 -10

N
MCM 2201.01-01

C MCM2201.01-0106
PDI-UT-5 UT CS 7.000

64.560
50501 REACTOR VESSEL CLOSURE HEAD STUD.

Class A

B06.030.011 2RPV-664-31-11 MCM 2201.01-01
NC MCM 2201.01-0106

PDI-UT-5 UT CS 7.000
64.560

50501 REACTOR VESSEL CLOSURE HEAD STUD.

Class A

B06.030.012 2RPV-664-31-12 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A

B06.030.013 2RPV-664-31-13 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A

B06.030.014 2RPV-664-31-14 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A

B06.030.015 2RPV-664-31 -15 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A

B06.030.016 2RPV-664-31-16 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A

B06.030.017 2RPV-664-31-17 MCM 2201.01-01
NC MCM 2201.01-0106

PDI-UT-5 UT CS 7.000
64.560

50501 REACTOR VESSEL CLOSURE HEAD STUD.

Class A
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SYS ISO/DWG NUMBERS
MCM 2201.01-01

NC MCM 2201.01-0106

PROC INSP REQ MAT/SCH
PDI-UT-5 UT CS

DIA/THK CAL BLOCKS COMMENTS
7.000

64.560
50501 REACTOR VESSEL CLOSURE HEAD STUD.

Class A

B06.030.019 2RPV-664-31-19 MCM 2201.01-01
NC MCM 2201.01-0106

PDI-UT-5 UT CS 7.000
64.560

50501 REACTOR VESSEL CLOSURE HEAD STUD.

Class A

B06.030.020 2RPV-664-31-20 MCM 2201.01-01
NC MCM 2201.01-0106

PDI-UT-5 UT CS 7.000
64.560

50501 REACTOR VESSEL CLOSURE HEAD STUD.

Class A

B06.030.021 2RPV-664-31-21 MCM 2201.01-01
NC MCM 2201.01-0106

PDI-UT-5 UT CS 7.000
64.560

50501 REACTOR VESSEL CLOSURE HEAD STUD.

Class A

B06.030.022 2RPV-664-31-22 MCM 2201.01-01
NC MCM 2201.01-0106

PDI-UT-5 UT CS 7.000
64.560

50501 REACTOR VESSEL CLOSURE HEAD STUD.

Class A

B06.030.023 2RPV-664-31-23 MCM 2201.01-01
NC MCM 2201.01-0106

PDI-UT-5 UT CS 7.000
64.560

50501 REACTOR VESSEL CLOSURE HEAD STUD.

Class A

B06.030.024 2RPV-664-31-24 I
NC I

Class A

MCM 2201.01-01
MCM 2201.01-0106

PDI-UT-5 UT CS 7.000
64.560

50501 REACTOR VESSEL CLOSURE HEAD STUD.

B06.030.025 2RPV-664-31-25 MCM 2201.01-01
NC MCM 2201.01-0106

PDI-UT-5 UT CS 7.000
64.560

50501 REACTOR VESSEL CLOSURE HEAD STUD.

Class A

B06.030.026 2RPV-664-31-26 MCM 2201.01-01
NC MCM 2201.01-0106

PDI-UT-5 UT CS 7.000
64.560

50501 REACTOR VESSEL CLOSURE HEAD STUD.

Class A
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ITEM NUMBER ID NUMBER
B06.030.027 2RPV-664-31-27

SYS ISO/DWG NUMBERS
MCM 2201.01-01

NC MCM 2201.01-0106

PROC
PDI-UT-5

INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
UT CS 7.000

64.560
50501 REACTOR VESSEL CLOSURE HEAD STUD.

Class A

B06.030.028 2RPV-664-31 -28 MCM 2201.01-01
NC MCM 2201.01-0106

PDf-UT-5 UT Cs 7.000
64.560

50501 REACTOR VESSEL CLOSURE HEAD STUD.

Class A

B06.030.029 2RPV-664-31-29 MCM 2201.01-01 PDI-UT-5 UT Cs 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A

B06.030.030 2RPV-664-31-30 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A

B06.030.031 2RPV-664-31-31 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A

B06.030.032 2RPV-664-31-32 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A

B06.030.033 2RPV-664-31-33 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A

B06.030.034 2RPV-664-31-34 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A

B06.030.035 2RPV-664-31-35 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Closure Washers, Bushings ****
B06.050.01 0 2RPV-664-33-1 0 MCM 2201.01-01

NC MCM 2201.01-0106
QAL-13 VT-1 CS 10.560

1.719
REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

B06.050.011 2RPV-664-33-11 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

B06.050.012 2RPV-664-33-12 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

B06.050.013 2RPV-664-33-13 MCM 2201.01-01

NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

-

B06.050.014 2RPV-664-33-14 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

B06.050.015 2RPV-664-33-15 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

B06.050.016 2RPV-664-33-16 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

B06.050.017 2RPV-664-33-17 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A
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SYS ISO/DWG NUMBERS
MCM 2201.01-01

NC MCM 2201.01-0106

PROC
QAL-13

INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
VT-1 CS 10.560

1.719
REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

B06.050.019 2RPV-664-33-19 MCM 2201 .01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

B06.050.020 2RPV-664-33-20 MCM 2201.01-01 QAL-13
NC MCM 2201.01-0106

Class A

VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

B06.050.021 2RPV-664-33-21 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

B06.050.022 2RPV-664-33-22 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

B06.050.023 2RPV-664-33-23 MCM 2201.01-01 QAL-13 VT-1
NC MCM 2201.01-0106

Class A

B06.050.024 2RPV-664-33-24 MCM 2201.01-01 QAL-13 VT-1
NC MCM 2201.01-0106

Class A

CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

REACTOR VESSEL CLOSURE HEAD WASHER.CS 10.560
1.719

B06.050.025 2RPV-664-33-25 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

B06.050.026 2RPV-664-33-26 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 Cs 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A
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SYS ISO/DWG NUMBERS

MCM 2201.01-01

NC MCM 2201.01-0106

PROC

QAL-13

INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

B06.050.028 2RPV-664-33-28 MCM 2201.01-01 QAL-13 VT-1 CS 10.560 REACTOR VESSEL CLOSURE HEAD WASHER.

NC MCM 2201.01-0106 1.719
Class A

B06.050.029 2RPV-664-33-29 MCM 2201.01-01 QAL-13 VT-1 CS 10.560 REACTOR VESSEL CLOSURE HEAD WASHER.
NC MCM 2201.01-0106 1.719

Class A

B06.050.030 2RPV-664-33-30 MCM 2201.01-01 QAL-13 VT-i CS 10.560 REACTOR VESSEL CLOSURE HEAD WASHER.

NC MCM 2201.01-0106 1.719
Class A

B06.050.031 2RPV-664-33-31 MCM 2201.01-01 QAL-13 VT-1 CS 10.560 REACTOR VESSEL CLOSURE HEAD WASHER.
NC MCM 2201.01-0106 1.719

Class A

B06.050.032 2RPV-664-33-32 MCM 2201.01-01 QAL-13 VT-1 CS 10.560 REACTOR VESSEL CLOSURE HEAD WASHER.

NC MCM 2201.01-0106 1.719
Class A

B06.050.033 2RPV-664-33-33 MCM 2201.01-01 QAL-13 VT-1 CS 10.560 REACTOR VESSEL CLOSURE HEAD WASHER.

NC MCM 2201.01-0106 1.719

Class A

B06.050.034 2RPV-664-33-34 MCM 2201.01-01 QAL-13 VT-1 CS 10.560 REACTOR VESSEL CLOSURE HEAD WASHER.

NC MCM 2201.01-0106 1.719

Class A

B06.050.035 2RPV-664-33-35 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Flange Surface, when connection disassembled ****
B06.100.001 2SGA-MW-Y1 -X1 MCM 2201.01-0194

NC MCM 2201.01-0126
QAL-13 VT-1 CS 0.000

0.000
STEAM GENERATOR 2A PRIMARY INLET
MANWAY FLANGE SURFACE. Y1-X1
QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

Class A

B06.100.002 2SGA-MW-X1-Y2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2A PRIMARY OUTLET
NC MCM 2201.01-0126 0.000 MANWAY FLANGE SURFACE. X1-Y2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.003 2SGB-MW-Y1-X2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2B PRIMARY INLET
NC MCM 2201.01-0127 0.000 MANWAY FLANGE SURFACE. Y1-X2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.004 2SGB-MW-X2-Y2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2B PRIMARY OUTLET
NC MCM 2201.01-0127 0.000 MANWAY FLANGE SURFACE. X2-Y2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.005 2SGC-MW-Y1-Xl MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2C PRIMARY INLET
NC MCM 2201.01-0126 0.000 MANWAY FLANGE SURFACE. Y1-X1

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.006 2SGC-MW-X1-Y2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2C PRIMARY OUTLET
NC MCM 2201.01-0126 0.000 MANWAY FLANGE SURFACE. X1-Y2

QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

Class A

B06.100.007 2SGD-MW-Y1 -X2 MCM 2201.01-0194
NC MCM 2201.01-0127

QAL-13 VT-1 CS 0.000
0.000

STEAM GENERATOR 2D PRIMARY INLET
MANWAY FLANGE SURFACE. Y1-X2
QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

Class A

B06.100.008 2SGD-MW-X2-Y2 MCM 2201.01-0194
NC MCM 2201.01-0127

QAL-13 VT-1 CS 0.000
0.000

STEAM GENERATOR 2D PRIMARY OUTLET
MANWAY FLANGE SURFACE. X2-Y2
QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

Class A

Total B06.100 Items: 8
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Flange Surface, when connection disassembled ****
B06.190.001 2RCP-2A-FLANGE MCM 2201.01-084 QAL-13 VT-1 SS 0.000 REACTOR COOLANT PUMP 2A MAIN FLANGE.

NC 0.000 INSPECT WHEN CONNECTION DISASSEMBLED.
Class A

B06.190.002 2RCP-2B-FLANGE MCM 2201.01-084 QAL-13 VT-1 SS 0.000 REACTOR COOLANT PUMP 2B MAIN FLANGE.
NC 0.000 INSPECT WHEN CONNECTION DISASSEMBLED.

Class A

B06.190.003 2RCP-2C-FLANGE MCM 2201.01-084 QAL-13 VT-1 SS 0.000 REACTOR COOLANT PUMP 2C MAIN FLANGE.
NC 0.000 INSPECT WHEN CONNECTION DISASSEMBLED.

Class A

B06.190.004 2RCP-2D-FLANGE MCM 2201.01-084 QAL-13 VT-1 SS 0.000
0.000

REACTOR COOLANT PUMP 2D MAIN FLANGE.
INSPECT WHEN CONNECTION DISASSEMBLED.NC

Class A

Total B06.190 Items: 4
Total B06 Items: 90



EOC 19 ( (
DUKE ENERGY CORPORATION

CATEGORY B-G-2, Pressure Retaining Bolting. 2 INSERVICE INSPECTION PLAN MANAGEMENT
in. And Less In Diameter Inservice Inspection Database Management System Plan Report
*CRD Housings McGuire 2 Page 19
* Inservice Inspection Plan for Interval 3 Outage 4 12/03/2003

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Bolts, Studs, and Nuts ****

B07.080.001 2CRD-HOUSING MCM 2201.01-21 QAL-13 VT-1 SS 6.000 THREADED HOUSING WITH SEAL WELD.

I

NC 30738-1541 0.000 EXAMINE ONLY CRD BOLTING THAT IS RE-USED
WHEN HOUSING IS DISASSEMBLED.Class A

Total B07.080 Items:

Total B07 Items:

1

1
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ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Pump Casing ****
B12.020.001 2RCP-2A MCM 2201.01-0084 QAL-14 VT-3 SS 77.000 REACTOR COOLANT PUMP 2A CASING

NC MC-ISIN3-2553-01.00 4.500 INTERNAL SURFACES. ONLY ONE PUMP
Class A REQUIRED TO BE EXAMINED THIS INTERVAL.

INSPECT ONLY IF PUMP IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.020.002 2RCP-2B MCM 2201.01-0084 QAL-14 VT-3 SS 77.000 REACTOR COOLANT PUMP 2B CASING
NC MC-ISIN3-2553-01.00 4.500

Class A

B12.020.003 2RCP-2C

INTERNAL SURFACES. ONLY ONE PUMP
REQUIRED TO BE EXAMINED THIS INTERVAL.
INSPECT ONLY IF PUMP IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

REACTOR COOLANT PUMP 2C CASING
INTERNAL SURFACES. ONLY ONE PUMP
REQUIRED TO BE EXAMINED THIS INTERVAL.
INSPECT ONLY IF PUMP IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

MCM 2201.01-0084
NC MC-ISIN3-2553-01.00

QAL-14 VT-3 SS 77.000
4.500

Class A

B12.020.004 2RCP-2D MCM 2201.01-0084
NC MC-ISIN3-2553-01.00

QAL-14 VT-3 SS 77.000
4.500

REACTOR COOLANT PUMP 2D CASING
INTERNAL SURFACES. INSPECT ONLY IF PUMP
IS DISASSEMBLED FOR MAINTENANCE,
REPAIR, OR VOLUMETRIC EXAMINATION.

Class A

Total B12.020 Items: 4
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ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIAITHK CAL BLOCKS COMMENTS

**** Valve Body, Exceeding NPS 4 ****
B12.050.001A 2NC-1

I
MCFI-2NC53

NC MC-ISIN3-2553-02.00
MCM 1205.09-0001 120

QAL-14 VT-3 SS 6.000
0.000

Class A

6" CROSBY RELIEF VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NC-1, 2NC-2, OR
2NC-3 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

6" CROSBY RELIEF VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NC-1, 2NC-2, OR
2NC-3 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B1 2.050.001 B 2NC-2 MCFI-2NC53
NC MC-iSIN3-2553-02.00

MCM 1205.09-0001

QAL-14 VT-3 SS 6.000
0.000

Class A

B12.050.001 C 2NC-3 MCFI-2NC53
NC MC-ISIN3-2553-02.00

MCM 1205.09-0001

QAL-14 VT-3 SS 6.000
0.000

Class A

6" CROSBY RELIEF VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NC-1, 2NC-2, OR
2NC-3 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B1 2.050.002A 2ND-1B MCFI-2ND1
ND MC-ISIN3-2561-01.00

MCM 1205.00-0010

QAL-14 VT-3 SS 14.000 14" WALWORTH GATE VALVE. INSPECT ONE
0.000 OF THE FOLLOWING VALVES: 2ND-1 B OR

2ND-2AC ONLY IF VALVE IS DISASSEMBLED
FOR MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

Class A

B12.050.002B 2N D-2AC MCFI-2ND1
ND MC-ISIN3-2561-01.00

MCM 1205.00-0010

QAL-14 VT-3 SS 14.000
0.000

14" WALWORTH GATE VALVE. INSPECT ONE
OF THE FOLLOWING VALVES: 2ND-1 B OR
2ND-2AC ONLY IF VALVE IS DISASSEMBLED
FOR MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

Class A

B12.050.003A 2N I-54A MCFI-2NI 18
NI MC-ISIN3-2562-02.00

MCM 1205.00-0012

QAL-14 VT-3 SS 10.000
0.000

10" CRANE-ALOYCO GATE VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-54A,
2NI-65B, 2NI-76A, OR 2NI-88B ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

Class A

B12.050.003B 2NI-65B MCFI-2N118
NI MC-ISIN3-2562-02.00

MCM 1205.00-0012

QAL-1 4 VT-3 SS 10.000
0.000

Class A

10" CRANE-ALOYCO GATE VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-54A,
2NI-65B, 2NI-76A, OR 2NI-88B ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.
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ID NUMBER

2NI-76A

SYS ISO/DWG NUMBERS PROC

MCFI-2NI17 QAL-14
NI MC-ISIN3-2562-02.01

MCM 1205.00-0012

INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

VT-3 SS 10.000 10' CRANE-ALOYCO GATE VALVE. INSPECT
0.000 ONE OF THE FOLLOWING VALVES: 2NI-54A,

2NI-65B, 2NI-76A, OR 2NI-88B ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

Class A

B12.050.003D 2NI-88B MCFI-2NI1 9
NI MC-ISIN3-2562-02.01

MCM 1205.00-0012

QAL-14 VT-3 SS 10.000
0.000

10" CRANE-ALOYCO GATE VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-54A,
2NI-65B, 2NI-76A, OR 2NI-88B ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

Class A

B12.050.004A 2NI-59 MCFI-2NI 18
NI MC-ISIN3-2562-02.0(

MCM 1205.36-0011Class A

QAL-14 VT-3 SS 10.000 10" ATWOOD & MORRILL CHECK VALVE.
o0.000 INSPECT ONE OF THE FOLLOWING VALVES:

2NI-59, 2NI-60, 2NI-70, 2NI-71, 2NI-81, 2NI-82,
2NI-93, OR 2Ni-94 ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

QAL-14 VT-3 SS 10.000 10" ALOYCO CHECK VALVE. INSPECT ONE OFB12.050.004B 2N1-60 MCFI-2NI 18

NI MC-ISIN3-2562-02.00
MCM 1205.00-0009

0.000

Class A

THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2N1-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004C 2NI-70 MCFI-2NI18
NI MC-ISIN3-2562-02.00

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004D 2N1-71 MCFI-2NI18
NI MC-ISIN3-2562-02.00

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.
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ID NUMBER SYS ISO/DWG NUMBERS PROC
QAL-14

INSP RE
VT-3B12.050.004E 2NI-81 MCFI-2NI17

NI MC-ISIN3-2562-02.01
MCM 1205.00-0009

Q MAT/SCH DIA/THK CAL BLOCKS COMMENTS
SS 10.000 10" ALOYCO CHECK VALVE. INSPECT ONE OF

0.000 THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

Class A

B12.050.004F 2N1-82 MCFI-2NI 17
NI MC-ISIN3-2562-02.01

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B1 2.050.004G 2NI-93 MCFI-2NI 19
NI MC-ISIN3-2562-02.01

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2N1-59, 2N1-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004H 2NI-94 MCFI-2NI19 QAL-14 VT-3 SS 10.000 10"ALOYCOCHECKVALVE. INSPECTONEOF
NI MC-ISIN3-2562-02.01 0.000 THE FOLLOWING VALVES: 2NI-59, 2NI-60,

Class A MCM 1205.00-0009 2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.005A 2NI-125 MCFI-2NI26 QAL-14 VT-3 SS 8.000 8" WALWORTH CHECK VALVE. INSPECT ONE
NI MC-ISIN3-2562-03.00

MCM 1205.00-0006
0.000

Class A

OF THE FOLLOWING VALVES: 2NI-125 OR
2NI-129 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.005B 2NI-129

Class A

MCFI-2NI26
NI MC-ISIN3-2562-03.00

MCM 1205.00-0006

QAL-14 VT-3 SS 8.000
0.000

8" WALWORTH CHECK VALVE. INSPECT ONE
OF THE FOLLOWING VALVES: 2NI-125 OR
2NI-129 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.
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ITEM NUMBER ID NUMBER
B12.050.006A 2NI-126

SYS ISO/DWG NUMBERS PROC
MCFI-2NI85 QAL-14

NI MC-ISIN3-2562.03.00

INSP REQ MAT/SCH DIA/THK CAL BLOCKS
VT-3 SS 6.000

COMMENTS

0.000

Class A MCM 1205.00-0005

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006B 2NI-134

Class A

MCFI-2NI85
NI MC-ISIN3-2562-03.00

MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006C 2NI-852 MCFI-2NI1 15
NI MC-ISIN3-2562-03.00

MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

Class A

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006D 2NI-853

Class A

MCFI-2NI1 16
NI MC-ISIN3-2562-03.00

MCM 1205.00-0005

QAL-14 VT-3 Ss 6.000
0.000

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006E 2NI-175

Class A

MCFI-2NI1 14
NI MC-ISIN3-2562-03.01

MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006F 2NI-176 MCFI-2NI12
NI MC-ISIN3-2562-03.01

MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

Class A

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.
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COMMENTS
6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2N1-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.007A 2NI-180

Class A

MCFI-2NI15 QAL-14 VT-3
NI MC-ISIN3-2562-03.01

MCM 1205.36-0028

SS 6.000
0.000

6" WESTINGHOUSE CHECK VALVE. INSPECT
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

Total B12.050 Items:
Total B12 Items:

27
31



EOC 19 I

CATEGORY C-A, Pressure Retaining Welds In
Pressure VesselsEShell Circumferential Welds

ITEM NUMBER ID NUMBER

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 4

Plan Report
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12103/2003

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

C01.010.100 2ASWINJF-1
Circumferential

Class B

MCM 1201.04-27
NV MC-ISIN3-2554-03.00

NDE-3630 UT SS 4.000 50424
0.438

SEAL WATER INJECTION FILTER 2A.

Shell to
Upper Flange

C01.010.101 2ASWINJF-2
Circumferential

Class B

MCM 1201.04-27
NV MC-ISIN3-2554-03.00

NDE-3630 UT SS 4.000 50424
0.438

Shell to
Lower Flange

SEAL WATER INJECTION FILTER 2A.

Total C01.010 Items: 2



EOC 19 (

CATEGORY C-A, Pressure Retaining Welds In IN'
Pressure Vessels Inser

*Head Circumferential Welds
ITEM IMs
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

DUKE ENERGY CORPORATION
SERVICE INSPECTION PLAN MANAGEMENT
-vice Inspection Database Management System

McGuire 2
service Inspection Plan for Interval 3 Outage 4

PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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C01.020.072 2REGHX-2-HD1 MCM 1201.06-054 NDE-3630 UT SS 10.920 50428 REGENERATIVE HEAT EXCHANGER. (SHELL 2)
Circumferential NV MC-ISIN3-2554-01.02 1.075

Class B MCM 1201.06-015 Nozzle Belt to
Head

C01.020.073 2REGHX-2-HD2 MCM 1201.06-054 NDE-3630 UT SS 10.920 50428 REGENERATIVE HEAT EXCHANGER. (SHELL 2)
Circumferential NV MC-ISIN3-2554-01.02 1.075

Class B MCM 1201.06-015 Shell to
Head

Total C01.020 Items: 2



EOC 19 (

CATEGORY C-A, Pressure Retaining Welds In

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management SystemPressure Vessels

Tubesheet-to-Shell Weld

ITEM NUMBER ID NUMBER

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 4

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 28

12/03/2003

C01.030.010 2ACSHX-SH-48
Circumferential

Class B

MCM 1201.06-025
NS MC-ISIN3-2563-01.00

NDE-3630 UT CS 55.250 50422
0.625

CONTAINMENT SPRAY HEAT EXCHANGER 2A.

Shell to
Tubesheet

C01.030.022 2REGHX-2-NB-TS
Circumferential

Class B

MCM 1201.06-054
NV MC-ISIN3-2554-01.02

MCM 1201.06-015

NDE-3630 UT SS 10.920 50428
1.075

Nozzle Belt to
Tubesheet

REGENERATIVE HEAT EXCHANGER. (SHELL 2)

C01.030.023 2REGHX-2-TS-SH
Circumferential

Class B

Total C01.030 Items: 3
Total C01 Items: 7

MCM 1201.06-054
NV MC-ISIN3-2554-01.02

NDE-3630 UT SS 10.920 50428
1.075

REGENERATIVE HEAT EXCHANGER. (SHELL 2)

MCM 120 1.06-015 Tubesheet to
Shell



EOC 19 (

CATEGORY C-B, Pressure Retaining Nozzle
Welds In Vessels
*Nozzles With Reinforcing Plate in Vessels > 1/2

in. Nom. Thickness
ITEM NUMBER ID NUMBER SYS ISO/DWG l

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 4
NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 29

12/03/2003

**** Reinforcing Plate Welds to Nozzle and Vessel ****
C02.031.003 2ACSHX-A-INLET MCM 1201.06-25

Circumferential NS MC-ISIN3-2563-01.00
NDE-25 MT CS 10.000

0.625
CONTAINMENT SPRAY HEAT EXCHANGER 2A
INLET NOZZLE A AND REINFORCING PAD.

Class B Nozzle Reinforcing Pad to
Shell

C02.031.004 2ACSHX-B-OUTLET
Circumferential

Class B

MCM 1201.06-25
NS MC-ISIN3-2563-01.00

NDE-25 MT CS 10.000
0.625

Nozzle Reinforcing Pad to
Shell

CONTAINMENT SPRAY HEAT EXCHANGER 2A
OUTLET NOZZLE B AND REINFORCING PAD.

-

Total C02.031 Items:

Total C02 Items:

2

2



EOC 19 (

CATEGORY C-C, Welded Attachments For
Vessels, Piping, Pumps, And Valves

ITEM NUMBER ID NUMBER SYS ISO/DW(

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 4

3 NUMBERS PROC INSP REQ MAT/SCH DIATHK CAL BLOCKS COMMENTS

Plan Report
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**** Welded Attachments ****
C03.020.021 2MCA-ND-6123

Rigid Support
Class B

MCSRD-2ND-350/sht. 3 NDE-35 PT SS
ND MC-ISIN3-2561-01.00

2MCA-ND-6123

8.000
1.000

WELDED ATTACHMENT. INSPECT WITH
F01.020.130A

C03.020.041 2MCA-NS-5002
Rigid Support

Class B

MCSRD-2NS-350/sht. 1 NDE-35
NS MC-ISIN3-2563-01.00

2MCA-NS-5002

PT SS 10.000
0.125

WELDED ATTACHMENT. INSPECT WITH
F01.020.227A.

Total C03.020 Items:
Total C03 Items:

2
2



EOC 19 (

CATEGORY D-A, Welded Attachments For IN!

Vessels, Piping, Pumps, And Valves Inset
MPressure Vessels
I InNs
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS

(
DUKE ENERGY CORPORATION

SERVICE INSPECTION PLAN MANAGEMENT
,vice Inspection Database Management System

McGuire 2
service Inspection Plan for Interval 3 Outage 4

PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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**** Welded Attachments ****
D01.010.006 2KCHX-SUPPORT-2B

Rigid Restraint
MCM 1201.06-24

KC MC-ISIN3-2573-02.00
QAL-13 VT-1 NA 0.000

1.000
COMPONENT COOLING HX 2B SUPPORT.
REFERENCE MCM 1201.06-0024/SHEETS. 4 AND
5. WELDED ATTACHMENT. INSPECT WITH
F01.040.022B.

Class C

D01.010.010 2RNST-SUPPORT-2B
Rigid Restraint

Class C

MCM 1218.02-008
RN MC-ISIN3-2574-01.01

MCM 1218.02-009

QAL-13 VT-1 NA 0.000
0.500

NUCLEAR SERVICE WATER STRAINER 2B
SUPPORT. WELDED ATTACHMENT. INSPECT
WITH F01 .040.035B.

Total D01.010 Items: 2
Total D01 Items: 2



EOC 19 ( C
CATEGORY F-A. Supports

class 1 Piping Supports

ITEM NUMBER ID NUMBER

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 4

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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**** "A", One-Directional, "B", Multi-Directional, "C", Thermal Movement ****
F01.010.011C 2MCR-NC-4793 MCSRD-2NC-202/sht. 1 QAL-14

Mech Snubber NC
VT-3 NA 3.000

0.000

Class A

F01.010.012C 2MCR-NC-4067
Mech Snubber

Class A

MCSRD-2NC-202/sht. 2 QAL-14 VT-3 NA 6.000
0.000NC

F01.010.013C 2MCR-NC-4021
Constant Support

Class A

MCSRD-2NC-202/sht. 2 QAL-14 VT-3 NA 6.000
0.000NC

F01.010.050C 2MCR-ND-4506
Spring Hgr

Class A

F01.010.087C 2MCR-NI-4103
Mech Snubber

MCSRD-2ND-201/sht. 1 QAL-14 VT-3 NA 14.000
0.000ND

MCSRD-2NI-209/sht. 2 QAL-14 VT-3 NA 2.000
0.000NI

Class A

F01.010.088A 2MCR-NI-4745
Rigid Support

Class A

MCSRD-2NI-209/sht. 2 QAL-14 VT-3 NA 2.000
0.000NI

F01.010.089C 2MCR-NI-4104
Mech Snubber

Class A

MCSRD-2NI-209/sht. 2 QAL-14 VT-3 NA 2.000
0.000NI

Total F01.010 Items: 7



EOC 19 (

CATEGORY F-A. Supports

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 4

CIass 2 PipinN Supports

ITEM NUMBER ID NUMBER

Plan Report
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SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** "A", One-Directional, "B"
F01.020.005C 2MCR-CA-H69

Hyd Snb/Spr Hgr
Class B

, Multi-Directional, "C", Thermal Movement ****
MCSRD-2CAN/sht. 1 QAL-14 VT-3 NA 6.000

0.000CA

F01.020.008C 2MCA-CA-H80
Mech Snubber

Class B

MCSRD-2CAO/sht. 2 QAL-14 VT-3 NA 6.000
0.000CA

F01.020.014A 2MCR-CA-H92
Rigid Support

Class B

MCSRD-2CAO/sht. 1 QAL-14 VT-3 NA 4.000
0.000CA

F01.020.052A 2MCA-CF-H172
Rigid Support

Class B

MCSRD-2CFC/sht. 1 QAL-14 VT-3 NA 18.000
0.000CF

F01.020.054A 2MCA-CF-H203
Rigid Support

Class B

MCSRD-2CFC/sht. 5 QAL-14 VT-3 NA 18.000
0.000CF

F01.020.059C 2MCA-CF-H173 MCSRD-2CFC/sht. 1 QAL-14 VT-3 NA 18.000
Mech Snubber CF 0.000

Class B

F01.020.075A 2MCA-FW-5001 MCSRD-2FW-350/sht. 1 QAL-14 VT-3 NA 24.000
Rigid Support FW 0.000

Class B

F01.020.076B 2MCA-FW-5002 MCSRD-2FW-350/sht. 1 QAL-14 VT-3 NA 24.000
Rigid Restraint

Class B
FW 0.000



EOC 19 (

CATEGORY F-A, Supports

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 4
M~P2 iping Suports
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

F01.020.077A 2MCA-FW-5005 MCSRD-2FW-350/sht. 1 QAL-14 VT-3 NA 24.000
Rigid Support FW 0.000

Class B

F01.020.111A 2MCA-ND-5904 MCSRD-2ND-350/sht. 2 QAL-14 VT-3 NA 12.000
Rigid Support ND 0.000

Class B

F01.020.112C 2MCA-ND-5913 MCSRD-2ND-350/sht. 2 QAL-14 VT-3 NA 12.000
Mech Snubber ND 0.000

Class B

F01.020.116C 2MCA-ND-5682 MCSRD-2ND-350/sht. 4 QAL-14 VT-3 NA 8.000
Mech Snubber ND 0.000

Class B

F01.020.117B 2MCA-ND-5611 MCSRD-2ND-350/sht. 4 QAL-14 VT-3 NA 8.000
Rigid Restraint

Class B
ND 0.000

F01.020.121 B 2MCA-ND-5702
Rigid Restraint

Class B

MCSRD-2ND-350/sht. 7 QAL-14 VT-3 NA 8.000
0.000ND

F01.020.130A 2MCA-ND-6123
Rigid Support

Class B

MCSRD-2ND-350/sht. 3 QAL-14 VT-3 NA 8.000
1.000

INSPECT WITH C03.020.021.
ND

F01.020.188A 2MCR-NI-4826
Rigid Support

Class B

MCSRD-2NI-208/sht. 1 QAL-14 VT-3 NA 2.000
0.000NI

F01.020.227A 2MCA-NS-5002
Rigid Support

Class B

MCSRD-2NS-350/sht. 1 QAL-14 VT-3 NA 10.000
0.125

INSPECT WITH C03.020.041.

NS



EOC 19 (

CATEGORY F-A, Supports

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 4
Mis2 Piping Suports
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

F01.020.232A 2MCR-NS-4015 MCSRD-2NS-204/sht. 1 QAL-14 VT-3 NA 8.000
Rigid Support NS 0.000

Class B

F01.020.252A 2MCA-NV-7045 MCSRD-2ND-350/sht. 7 QAL-14 VT-3 NA 8.000
Rigid Support NV 0.000

Class B

F01.020.253A 2MCR-NV-4009 MCSRD-2NV-207/sht. 1 QAL-14 VT-3 NA 2.000

Rigid Support NV 0.203

Class B

F01.020.254B 2-MCA-S-NV-510-1-A 2-MCA-S-NV-510-1 QAL-14 VT-3 NA 2.000
Rigid Restraint NV 0.250

Class B

F01.020.255A 2MCR-NV-4416 MCSRD-2NV-209/sht. 1 QAL-14 VT-3 NA 2.000
Rigid Support NV 0.600

Class B

F01.020.263A 2MCR-NV-4301 MCSRD-2NV-225F/sht. QAL-14 VT-3 NA 2.000
Rigid Support NV 0.000

Class B

F01.020.265A 2MCA-NV-5038 MCSRD-2NV-350/sht. 1 QAL-14 VT-3 NA 3.000
Rigid Support NV 0.000

Class B

F01.020.501A 2MCR-VQ-4551 MCSRD-2VQ-201/sht. 1 QAL-14 VT-3 NA 6.000
Rigid Support VQ 0.000

Class B

F01.020.502C 2MCR-VQ-4004 MCSRD-2VQ-202/sht. 1 QAL-14 VT-3 NA 6.000

Mech Snubber
Class B

VQ 0.000



EOC 19

CATEGORY F-A. SupDorts

C

CIass 2 Piping Supports

ITEM NUMBER ID NUME
Total F01.020 Items: 2

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 4

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
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BER
6
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CATEGORY F-A! Supports

CIass 3 Piping Supports

ITEM NUMBER ID NUMBER

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 4

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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**** 'A", One-Directional, "B", Multi-Directional, "C", Thermal Movement ****
F01.030.069B 2MCA-KC-3286

Rigid Restraint
Class C

MCSRD-2KC-358/sht. 4 QAL-14 VT-3 NA 8.000
0.000KC

F01.030.070B 2MCA-KC-3356
Rigid Restraint

Class C

MCSRD-2KC-367/sht. 1 QAL-14 VT-3 NA 6.000
0.000KC

F01.030.071 A 2MCR-KC-4060
Rigid Support

Class C

MCSRD-2KC-202/sht. 2 QAL-14 VT-3 NA 8.000
1.000KC

F01.030.073A 2MCA-KC-3014
Rigid Support

Class C

MCSRD-2KC-351/sht. 4 QAL-14 VT-3 NA 20.000
0.000KC

F01.030.074A 2MCA-KC-3083
Rigid Support

Class C

MCSRD-2KC-351/sht. 5 QAL-14
KC

VT-3 NA 16.000
0.000

F01.030.076B 2MCA-KC-3119
Rigid Restraint

Class C

MCSRD-2KC-358/sht. 1 QAL-14 VT-3 NA 16.000
0.365KC

F01.030.100B 2MCA-KD 3041
Rigid Restraint

Class C

MCSRD-2KD-352/sht. 1 QAL-14 VT-3 NA 6.000
0.000KD

F01.030.101C 2MCA-KD-3011
Spring Hgr

Class C

MCSRD-2KD-356/sht. 1 QAL-14 VT-3 NA 6.000
0.000KD



EOC 19 (
CATEGORY F-A, Supports

CIass 3 PipinN SUpBOrts

ITEM NUMBER ID NUMBER

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 4

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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F01.030.151B 2MCA-RN-3258 MCSRD-2CA-351/sht. 4 QAL-14 VT-3 NA 8.000
Rigid Restraint RN 0.000

Class C

F01.030.152C 2MCA-RN-3259 MCSRD-2CA-351/sht. 4 QAL-14 VT-3 NA 8.000
Mech Snubber RN 0.000

Class C

F01.030.172B 2MCA-RN-3044 MCSRD-2CA-351/sht. 2 QAL-14 VT-3 NA 8.000
Rigid Restraint RN 0.000

Class C

Total F01.030 Items: 11



EOC 19 (
CATEGORY F-A, Supports

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 4
*SuDIorts Other Than Piping SuDDorts

Plan Report
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E
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Class 1, 2, and 3 ****
F01.040.006B 2NDP-SUPPORT-2A

Rigid Restraint
Class B

MCM 1201.05-010

ND MC-ISIN3-2561-01.00
QAL-14 VT-3 NA 0.000

0.000
RESIDUAL HEAT REMOVAL 2A PUMP SUPPORT.

F01.040.007B 2NDHX-SUPPORT-2A
Rigid Restraint

Class B

MCM 1201.06-22
ND MC-ISIN3-2561-01.00

MCM 1201.06-48

QAL-14 VT-3 NA 0.000
0.750

RESIDUAL HEAT REMOVAL HX 2A SUPPORT.
REFERENCE DRAWING MC-1220-32.

F01.040.020B 2KCST-SUPPORT-2A
Rigid Restraint

Class C

MCM 1201.04-113
KC MC-ISIN3-2573-01.01

QAL-14 VT-3 NA 0.000
0.250

COMPONENT COOLING SURGE TANK 2A
SUPPORT.

F01.040.021 C 2KCP-SUPPORT-2A1
Spring Hgr

Class C

MCM 1201.05-143
KC MC-ISIN3-2573-01.00

QAL-14 VT-3 NA 0.000
0.000

COMPONENT COOLING PUMP 2A1 SUPPORT.

F01.040.022B 2KCHX-SUPPORT-2B
Rigid Restraint

Class C

MCM 1201.06-24
KC MC-ISIN3-2573-01.00

QAL-14 VT-3 NA 0.000
1.000

COMPONENT COOLING HX 2B SUPPORT.
REFERENCE MCM 1201.06-0024/SHEETS. 4 AND
5.

F01.040.035B 2RNST-SUPPORT-2B
Rigid Restraint

Class C

MCM 1218.02-008
RN MC-ISIN3-2574-01.01

MCM 1218.02-009

QAL-14 VT-3 NA 0.000
0.500

NUCLEAR SERVICE WATER STRAINER 2B
SUPPORT.

Total F01.040 Items:

Total F01 Items:

6

50



EOC 19 (
CATEGORY AUG. Augmented Inspections

Auqmented Examination

ITEM NUMBER ID NUMBER

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 4

3ERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS

Plan Report
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SYS ISO/DWG NUME COMMENTS

**** Pipe Rupture Protection ****
G03.001.007 2NC2FW24-2

Circumferential
MCFI-2NC24

NC MC-ISIN3-2553-01.00
NDE-600
PDI-UT-2

UT SS 10.000
1.000

Pipe to
Elbow

AUGMENTED EXAMINATION. REFERENCE
DOCUMENT SRG-78-001 REV.2 (DISTRIBUTION
CODE MADM-257). -SEE SECTION 8 FOR
CALIBRATION BLOCK REQUIREMENTS.

Class A

G03.001.007A 2NC2FW24-2
Circumferential

Class A

MCFI-2NC24
NC MC-ISIN3-2553-1.00

NDE-35 PT SS 10.000
1.000

Pipe to
Elbow

AUGMENTED EXAMINATION. REFERENCE
DOCUMENT SRG-78-001 REV.2 (DISTRIBUTION
CODE MADM-257).

G03.001.008 2NC2FW24-3
Circumferential

Class A

MCFI-2NC24
NC MC-ISIN3-2553-01.00

NDE-600
PDI-UT-2

UT SS 10.000
1.000

Elbow to
Pipe

* AUGMENTED EXAMINATION. REFERENCE
DOCUMENT SRG-78-001 REV.2 (DISTRIBUTION
CODE MADM-257). 'SEE SECTION 8 FOR
CALIBRATION BLOCK REQUIREMENTS.

G03.001.008A 2NC2FW24-3
Circumferential

Class A

MCFI-2NC24
NC MC-ISIN3-2553-01.00

NDE-35 PT SS 10.000
1.000

Elbow to
Pipe

AUGMENTED EXAMINATION. REFERENCE
DOCUMENT SRG-78-001 REV.2 (DISTRIBUTION
CODE MADM-257).

Total G03.001 Items: 4
Total G03 Items: 4
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CATEGORY R-A, Risk Informed Piping
Examinations

mClass 1 and 2 Ppiing Welds

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 4

Plan Report
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIAITHK CAL BLOCKS COMMENTS

**** Elements Subject to Thermal
R01.011.006 2SGB-OUTLET-W6SE

Circumferential
Class A Term end

Dissimilar

Fatigue ****
MC-2676-4

NC MC-ISIN-2553-01.00
MCM 2201.01-0194

PDI-UT-10 UT SS-CS 31.000 5149697 SEGMENT NC-006.
2.500 5158172 STEAM GENERATOR B OUTLET. NDE-12 / RT

Nozzle to MAY BE USED IN LIEU OF PDI-UT-10 / UT.
Safe End

R01.011.132 2NV2FW10-6 MCFI-2NV10 NDE-12 RT SS 3.000 SEGMENT NV-002L
Circumferential NV MC-ISIN-2554-03.01 0.120

Class B Pipe to
Elbow

R01.011.133 2NV2FW35-6 MCFI-2NV35 NDE-600 UT SS 4.000 * SEGMENT NV-011A. *SEE SECTION 8 FOR
Circumferential NV MC-ISIN-2554-03.01 PDI-UT-2 0.531 50275 CALIBRATION BLOCK REQUIREMENTS.

Class B Pipe to
Elbow

R01.011.134 2NV2FW35-3 MCFI-2NV35 NDE-600 UT SS 4.000 * SEGMENT NV-011A. *SEE SECTION 8 FOR
Circumferential NV MC-ISIN-2554-03.01 PDI-UT-2 0.531 50275 CALIBRATION BLOCK REQUIREMENTS.

Class B Elbow to
Pipe

R01.011.136 2NV2FW294-23 MCFI-2NV294 NDE-600 UT SS 2.000 * SEGMENT NV-019AC. *SEE SECTION 8 FOR
Circumferential NV MC-ISIN-2554-03.00 PDI-UT-2 0.344 50217 CALIBRATION BLOCK REQUIREMENTS.

Class B Pipe to
Reducer

R01.011.137 2NV2FW179-2 MCFI-2NV179 NDE-600 UT SS 3.000 * SEGMENT NV-020A. *SEE SECTION 8 FOR
Circumferential NV MC-ISIN-2554-03.00 PDI-UT-2 0.438 TBD CALIBRATION BLOCK REQUIREMENTS.

Class B Elbow to
Pipe

R01.011.138 2NV2FW294-4 MCFI-2NV294 NDE-600 UT SS 2.000 * SEGMENT NV-020AF. *SEE SECTION 8 FOR
Circumferential NV MC-ISIN-2554-03.00 PDI-UT-2 0.344 50217 CALIBRATION BLOCK REQUIREMENTS.

Class B Pipe to
Reducer

R01.011.139 2NV2FW180-1 MCFI-2NV180 NDE-600 UT SS 2.000 * SEGMENT NV-020AG. *SEE SECTION 8 FOR
Circumferential

Class B
NV MC-ISIN-2554-01.00 PDI-UT-2 0.344 50217 CALIBRATION BLOCK REQUIREMENTS.

Reducer to
Pipe



EOC 19 (
CATEGORY R-A, Risk Informed Piping
Examinations

CIass 1 and 2 Piping Welds

ITEM NUMBER ID NUMBER SYS ISO
R01.011.140 2NV2FW183-12 MCF

Circumferential NV MC-I

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 4

Plan Report
Page 42

12/03/2003

/DWG NUMBERS
I1-2NV180
SIN-2554-01.00

PROC
NDE-600
PDI-UT-2

INSP REQ MAT/SCH DIA/THK CAL
UT SS 2.000

0.344

- BLOCKS COMMENTS

SEGMENT NV-020AG. *SEE SECTION 8 FOR
50217 CALIBRATION BLOCK REQUIREMENTS.

Class B Reducer to
Pipe

R01.011.141 2NV2FW179-31
Circumferential

Class B

MCFI-2NV179
NV MC-ISIN-2554-01.01

NDE-600
PDI-UT-2

UT SS 2.000 * SEGMENT NV-020CA. *SEE SECTION 8 FOR
0.344 50217 CALIBRATION BLOCK REQUIREMENTS.

Pipe to
Reducer

R01.011.142 2NV2FW183-29 MCFI-2NV183 NDE-600 UT SS 2.000 * SEGMENT NV-020EA. *SEE SECTION 8 FOR
Circumferential NV MC-ISIN-2554-01.01 PDI-UT-2 0.344 50217 CALIBRATION BLOCK REQUIREMENTS.

Class B Pipe to
Reducer

R01.011.143 2NV2FW183-4 MCFI-2NV183 NDE-600 UT SS 2.000 * SEGMENT NV-020GA. *SEE SECTION 8 FOR
Circumferential

Class B
NV MC-ISIN-2554-01.00 PDI-UT-2 0.344 50217 CALIBRATION BLOCK REQUIREMENTS.

Pipe to
Reducer

Total R01.011 Items:
Total R01 Items:

12
12
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EOC 20 ( (
CATEGORY B-D, Full Penetration Welded
Nozzels In Vessels - Inspection Program B
MSteam Generators (Primary Side)

ITEM NUMBER ID NUMBER SYS ISO/DWC

**** Nozzle Inside Radius Section ****
B03.140.007 2SGD-INLET MCM 2201

Circumferential NC MCM 2201

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 5

Plan Report
Page 1

12/03/2003

iNUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

1.01-0207
1.01-0216

TBD VT-1 CS 0.000
6.500

Class A Nozzle to
Head

TBD STEAM GENERATOR 2D INLET NOZZLE TO
LOWER HEAD. Y1-X1 QUADRANT. (INSIDE
RADIUS SECTION). ENHANCED VISUAL EXAM
WILL BE PERFORMED IN LIEU OF ULTRASONIC
EXAM.

B03.140.008 2SGD-OUTLET MCM 2201.01-0207 TBD VT-1 CS 0.000 TBD STEAM GENERATOR 2D OUTLET NOZZLE TO
Circumferential NC MCM 2201.01-0216 6.500 LOWER HEAD. Y2-X1 QUADRANT. (INSIDE

Class A Nozzle to RADIUS SECTION). ENHANCED VISUAL EXAM
Head WILL BE PERFORMED IN LIEU OF ULTRASONIC

EXAM.

Total B03.140 Items:
Total B03 Items:

2
2



EOC 20 (
CATEGORY B-G-1, Pressure Retaining Bolting,
Greater Than 2 in. In Diameter

Stear Generators

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 5

3ERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS

Plan Report
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUME COMMENTS

**** Flange Surface, when connection disassembled ****
B06.100.001 2SGA-MW-Y1 -X1 MCM 2201.01-0194

NC MCM 2201.01-0126
QAL-13 VT-1 CS 0.000

0.000
STEAM GENERATOR 2A PRIMARY INLET
MANWAY FLANGE SURFACE. Y1-X1
QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

Class A

B06.100.002 2SGA-MW-X1 -Y2 MCM 2201.01-0194
NC MCM 2201.01-0126

QAL-13 VT-1 CS 0.000
0.000

STEAM GENERATOR 2A PRIMARY OUTLET
MANWAY FLANGE SURFACE. XI-Y2
QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

Class A

B06.100.003 2SGB-MW-Y1-X2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2B PRIMARY INLET
NC MCM 2201.01-0127 0.000 MANWAY FLANGE SURFACE. Y1-X2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.004 2SGB-MW-X2-Y2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2B PRIMARY OUTLET
NC MCM 2201.01-0127 0.000 MANWAY FLANGE SURFACE. X2-Y2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.005 2SGC-MW-Y1-X1 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2C PRIMARY INLET
NC MCM 2201.01-0126 0.000 MANWAY FLANGE SURFACE. Y1-X1

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.006 2SGC-MW-X1-Y2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2C PRIMARY OUTLET
NC MCM 2201.01-0126 0.000 MANWAY FLANGE SURFACE. X1-Y2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.007 2SGD-MW-Y1-X2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2D PRIMARY INLET
NC MCM 2201.01-0127 0.000 MANWAY FLANGE SURFACE. Y1-X2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.008 2SGD-MW-X2-Y2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2D PRIMARY OUTLET
NC MCM 2201.01-0127 0.000

Class A

MANWAY FLANGE SURFACE. X2-Y2
QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

Total B06.100 Items: 8



EOC 20
DUKE ENERGY CORPORATION

CATEGORY B-G-1. Pressure Retaining Bolting, INSERVICE INSPECTION PLAN MANAGEMENT
Greater Than 2 in. In Diameter Inservice Inspection Database Management System

E*irn2s McGuire 2
Inservice Inspection Plan for Interval 3 Outage 5

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS

(

Plan Report
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COMMENTS

**** Flange Surface, when connection disassembled ****
B06.190.001 2RCP-2A-FLANGE MCM 2201.01-084 QAL-13

NC
Class A

VT-1 SS 0.000
0.000

REACTOR COOLANT PUMP 2A MAIN FLANGE.
INSPECT WHEN CONNECTION DISASSEMBLED.

B06.190.002 2RCP-2B-FLANGE MCM 2201.01-084 QAL-13 VT-1 SS 0.000
0.000

REACTOR COOLANT PUMP 2B MAIN FLANGE.
INSPECT WHEN CONNECTION DISASSEMBLED.NC

Class A

B06.190.003 2RCP-2C-FLANGE MCM 2201.01-084 QAL-13 VT-1 SS 0.000
0.000

REACTOR COOLANT PUMP 2C MAIN FLANGE.
INSPECT WHEN CONNECTION DISASSEMBLED.NC

Class A

B06.190.004 2RCP-2D-FLANGE MCM 2201.01-084 QAL-13 VT-1 SS 0.000
0.000

REACTOR COOLANT PUMP 2D MAIN FLANGE.
INSPECT WHEN CONNECTION DISASSEMBLED.NC

Class A

Total 806.190 Items:
Total B06 Items:

4
12



(EOC 20 (
DUKE ENERGY CORPORATION

CATEGORY B-G-2. Pressure Retaining Boltinq, 2 INSERVICE INSPECTION PLAN MANAGEMENT
in. And Less In Diameter Inservice Inspection Database Management System

ITEM NUMBER ID NUMBER

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 5

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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**** Bolts, Studs, and Nuts ****
B07.050.102 2NV275-FL1 MCFI-2NV275 QAL-13 VT-1 SS 1.000 FLANGE BOLTING (4 STUDS). BOLTING SIZE

NV MC-ISIN3-2554-01.00 0.000 DETERMINED USING MP/0/A/7650/01
Class A ENCLOSURE 13.2. EXAMINE ALL FLANGE

BOLTING MATERIAL.

Total B07.050 Items: 1



EOC 20
DUKE ENERGY CORPORATION

CATEGORY B-G-2, Pressure Retaining Bolting, 2 INSERVICE INSPECTION PLAN MANAGEMENT
in. And Less In Diameter Inservice Inspection Database Management System

MCRD Housings McGuire 2
* Inservice Inspection Plan for Interval 3 Outage 5
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

(
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**** Bolts, Studs, and Nuts ****
B07.080.001 2CRD-HOUSING MCM 2201.01-21

NC 30738-1541
QAL-13 VT-1 SS 6.000

0.000
THREADED HOUSING WITH SEAL WELD.
EXAMINE ONLY CRD BOLTING THAT IS RE-USED
WHEN HOUSING IS DISASSEMBLED.Class A

Total B07.080 Items:
Total B07 Items:

1

2
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CATEGORY B-L-2, Pump Casinqs

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

ITEM NUMBER

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 5

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS

Plan Report
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ID NUMBER COMMENTS

**** Pump Casing ****
B1 2.020.001 2RCP-2A MCM 2201.01-0084

NC MC-ISIN3-2553-01.00
QAL-14 VT-3 SS 77.000

4.500

Class A

REACTOR COOLANT PUMP 2A CASING
INTERNAL SURFACES. ONLY ONE PUMP
REQUIRED TO BE EXAMINED THIS INTERVAL.
INSPECT ONLY IF PUMP IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.020.002 2RCP-2B MCM 2201.01-0084 QAL-14 VT-3 SS 77.000 REACTOR COOLANT PUMP 2B CASING
NC MC-ISIN3-2553-01.00 4.500 INTERNAL SURFACES. ONLY ONE PUMP

Class A REQUIRED TO BE EXAMINED THIS INTERVAL.
INSPECT ONLY IF PUMP IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.020.003 2RCP-2C MCM 2201.01-0084
NC MC-ISIN3-2553-01.00

QAL-14 VT-3 SS 77.000
4.500

Class A

REACTOR COOLANT PUMP 2C CASING
INTERNAL SURFACES. ONLY ONE PUMP
REQUIRED TO BE EXAMINED THIS INTERVAL.
INSPECT ONLY IF PUMP IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.020.004 2RCP-2D MCM 2201.01-0084
NC MC-ISIN3-2553-01.00

QAL-14 VT-3 SS 77.000 REACTOR COOLANT PUMP 2D CASING
4.500 INTERNAL SURFACES. INSPECT ONLY IF PUMP

IS DISASSEMBLED FOR MAINTENANCE,
REPAIR, OR VOLUMETRIC EXAMINATION.

Class A

Total B12.020 Items: 4
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CATEGORY B-M-2, Valve Body
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Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 5
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ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Valve Body, Exceeding NPS 4 ****
B12.050.001A 2NC-1 MCFI-2NC53 QAL-14 VT-3 SS 6.000

0.000NC MC-ISIN3-2553-02.00
MCM 1205.09-0001 120

6" CROSBY RELIEF VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NC-1, 2NC-2, OR
2NC-3 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

Class A

B12.050.001 B 2NC-2 MCFI-2NC53
NC MC-ISIN3-2553-02.00

MCM 1205.09-0001

QAL-14 VT-3 SS 6.000
0.000

Class A

6" CROSBY RELIEF VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NC-1, 2NC-2, OR
2NC-3 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.001C 2NC-3 MCFI-2NC53 QAL-14 VT-3 SS 6.000 6" CROSBY RELIEF VALVE. INSPECT ONE OF
NC MC-ISIN3-2553-02.00 0.000 THE FOLLOWING VALVES: 2NC-1, 2NC-2, OR

Class A MCM 1205.09-0001 2NC-3 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.002A 2ND-1B MCFI-2ND1 QAL-14 VT-3 SS 14.000 14" WALWORTH GATE VALVE. INSPECT ONE
ND MC-ISIN3-2561-01.00 0.000 OF THE FOLLOWING VALVES: 2ND-1 B OR

Class A MCM 1205.00-0010 2ND-2AC ONLY IF VALVE IS DISASSEMBLED
FOR MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.002B 2ND-2AC MCFI-2ND1 QAL-14 VT-3 SS 14.000 14" WALWORTH GATE VALVE. INSPECT ONE
ND MC-ISIN3-2561-01.00

MCM 1205.00-0010
0.000

Class A

OF THE FOLLOWING VALVES: 2ND-1 B OR
2ND-2AC ONLY IF VALVE IS DISASSEMBLED
FOR MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B1 2.050.003A 2NI-54A MCFI-2NI18
NI MC-ISIN3-2562-02.00

MCM 1205.00-0012

QAL-14 VT-3 SS 10.000
0.000

Class A

10" CRANE-ALOYCO GATE VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-54A,
2NI-65B, 2NI-76A, OR 2NI-88B ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

10" CRANE-ALOYCO GATE VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-54A,
2NI-65B, 2NI-76A, OR 2NI-88B ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

B12.050.003B 2NI-65B MCFI-2NI118
NI MC-ISIN3-2562-02.00

MCM 1205.00-0012

QAL-14 VT-3 SS 10.000
0.000

Class A
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) NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
MCFI-2NI 17

NI MC-ISIN3-2562-02.01
MCM 1205.00-0012

QAL-14 VT-3 SS 10.000
0.000

Class A

10" CRANE-ALOYCO GATE VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-54A,
2NI-65B, 2NI-76A, OR 2Ni-88B ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

B12.050.003D 2NI-88B MCFI-2NI19
NI MC-ISIN3-2562-02.01

MCM 1205.00-0012

QAL-14 VT-3 SS 10.000
0.000

Class A

10" CRANE-ALOYCO GATE VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-54A,
2NI-65B, 2NI-76A, OR 2NI-88B ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

B12.050.004A 2NI-59 MCFI-2NI18 QAL-14 VT-3 SS 10.000 10" ATWOOD & MORRILL CHECK VALVE.
NI MC-ISIN3-2562-02,00 0.000 INSPECT ONE OF THE FOLLOWING VALVES:

Class A MCM 1205.36-0011 2NI-59, 2NI-60, 2NI-70, 2NI-71, 2Ni-81, 2NI-82,
2NI-93, OR 2NI-94 ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

B12.050.004B 2NI-60 MCFI-2NI18 QAL-14 VT-3 SS 10.000 10"ALOYCOCHECKVALVE. INSPECTONEOF
NI MC-ISIN3-2562-02.00 0.000 THE FOLLOWING VALVES: 2NI-59, 2NI-60,

Class A MCM 1205.00-0009 2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004C 2NI-70 MCFI-2NI18 QAL-14 VT-3 SS 10.000 10" ALOYCO CHECK VALVE. INSPECT ONE OF
NI MC-ISIN3-2562-02.00

MCM 1205.00-0009
0.000

Class A

THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B1 2.050.004D 2NI-71 MCFI-2NI 18
NI MC-ISIN3-2562-02.00

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.



EOC20 ( (
CATEGORY B-M-2, Valve Body

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2

ITEM NUMBER

B12.050.004E 2NI-81

ID NUMBER SYS ISO/DWG NUMBE

MCFI-2NI 17
NI MC-ISIN3-2562-02.

MCM 1205.00-0009

Inservice Inspection Plan for Interval 3 Outage 5
RS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS

QAL-14 VT-3 Ss 10.000
01 0.000

Plan Report
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COMMENTS

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

Class A

B12.050.004F 2NI-82

Class A

MCFI-2NI 17
NI MC-ISIN3-2562-02.01

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004G 2NI-93

Class A

MCFI-2NI119
NI MC-ISIN3-2562-02.01

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004H 2NI-94

Class A

MCFI-2NI19
NI MC-ISIN3-2562-02.01

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.005A 2NI-125

Class A

MCFI-2NI26
NI MC-ISIN3-2562-03.00

MCM 1205.00-0006

QAL-14 VT-3 SS 8.000
0.000

8" WALWORTH CHECK VALVE. INSPECT ONE
OF THE FOLLOWING VALVES: 2NI-125 OR
2NI-129 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.005B 2NI-129 MCFI-2NI26
NI MC-ISIN3-2562-03.00

MCM 1205.00-0006

QAL-14 VT-3 SS 8.000
0.000

8" WALWORTH CHECK VALVE. INSPECT ONE
OF THE FOLLOWING VALVES: 2NI-125 OR
2NI-129 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

Class A
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SYS ISO/DWG NUMBERS
MCFI-2NI85

NI MC-ISIN3-2562.03.00
MCM 1205.00-0005

PROC INSP REQ MAT/SCH
QAL-14 VT-3 SS

DIA/THK CAL BLOCKS COMMENTS
6.000 6" CRANE-ALOYCO CHECK VALVE. INSPECT
0.000 ONE OF THE FOLLOWING VALVES: 2NI-126,

2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006B 2NI-134 MCFI-2NI85
NI MC-ISIN3-2562-03.00

MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

Class A

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006C 2NI-852

Class A

MCFI-2NI1 15
NI MC-ISIN3-2562-03.00

MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006D 2NI-853

Class A

MCFI-2NI1 16
NI MC-ISIN3-2562-03.00

MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-1 34, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006E 2NI-175 MCFI-2NI114
NI MC-ISIN3-2562-03.01

MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

Class A

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006F 2NI-176 MCFI-2NI 12
NI MC-ISIN3-2562-03.01

MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

Class A

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.



EOC 20 (
CATEGORY B-M-2, Valve Body

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

ITEM NUMBER ID NUMBER
B12.050.006G 2NI-181

Class A

SYS ISO/DWG NUMBE
MCFI-2NI 16

NI MC-ISIN3-2562-03.
MCM 1205.00-00055

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 5

RS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS
QAL-14 VT-3 SS 6.000

01 0.000

Plan Report
Page 11

12/03/2003

COMMENTS
6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

i

B12.050.007A 2Nl-180

Class A

MCFI-2NI15
NI MC-ISIN3-2562-03.01

MCM 1205.36-0028

QAL-14 VT-3 SS 6.000
0.000

6" WESTINGHOUSE CHECK VALVE. INSPECT
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

Total B12.050 Items:
Total B12 Items:

27
31



EOC 20 (
CATEGORY C-A, Pressure Retaining Welds In
Pressure Vessels
.Tubesheet-to-Shell Weld

ITEM NUMBER ID NUMBER SYS ISO/DWG NUt

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 5
vIBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 12

12/03/2003

C01.030.011 2BCSHX-50-B
Circumferential

Class B

MCM 1201.06-0093
NS MC-ISIN3-2563-01.00

MCM 1201.06-0090

NDE-3630 UT Ss 55.375 50422
0.437

Shell to
Bottom Tubesheet

NDE-3630 UT SS 55.375 50422
0.437

CONTAINMENT SPRAY HEAT EXCHANGER 2B.

CONTAINMENT SPRAY HEAT EXCHANGER 2B.C01.030.012 2BCSHX-50-A
Circumferential

Class B

MCM 1201.06-0093
NS MC-ISIN3-2563-01.00

MCM 1201.06-0090 Shell to
Top Tubesheet

Total C01.030 Items: 2

Total Col Items: 2



EOC 20

CATEGORY C-C, Welded Attachments For
Vessels, Piping, Pumps, And Valves

Pressure Vessels

ITEM NUMBER ID NUMBER SYS ISO/DW(

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 5

3 NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 13

12/03/2003

**** Welded Attachments ****

C03.010.006 2RCHPSS-SUPPORT MCM 1201.04-272
NV MC-ISIN3-2554-03.00

NDE-35 PT SS 0.000 RECIPROCATING CHRGING PUMP SUCTION
0.375 STABILIZER SUPPORT. WELDED ATTACHMENT.

Class B

-

Total C03.010 Items: 1



EOC 20

CATEGORY C-C, Welded Attachments For
Vessels. Piping, Pumps, And Valves

ITEM NUMBER ID NUMBER SYS ISO/DW(

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 5

3 NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 14

12/03/2003

**** Welded Attachments ****
C03.020.023 2MCA-ND-6117

Rigid Restraint
MCSRD-2ND-350/sht. 7 NDE-35

ND MC-ISIN3-2561-01.00
2MCA-ND-6117

PT Ss 8.000
0.154

WELDED ATTACHMENT. INSPECT WITH
F01.020.122B.

Class B

Total C03.020 Items:
Total C03 Items:

1

2



EOC 20

CATEGORY D-A, Welded Attachments For
Vessels, Piping. Pumps, And Valves

ITEM NUMBER ID NUMBER SYS ISO/DWG NUME

**** Welded Attachments ****

D01.020.011 2MCA-RN-3086 MCSRD-2RN-35'
Rigid Support RN MC-ISIN-2574-03

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 5
3ERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 15

12/03/2003

I/sht. 2 QAL-13 VT-1

31
NA 18.000

0.375
INSPECT WITH F01.030.157A.

Class C 2MCA- RN-3086

Total D01.020 Items:

Total D01 Items:

1

1



EOC 20 (
DUKE ENERGY CORPORATION

CATEGORY F-A, Supports INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System Plan Report

*Class 1 Piping Supports McGuire 2 Page 16
N Inservice Inspection Plan for Interval 3 Outage 5 12103/2003

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** "A", One-Directional, "B", Multi-Directional, "C", Thermal Movement ****

F01.010.102A 2MCR-NV-4443 MCSRD-2NV-204/sht. 1 QAL-14 VT-3 NA 2.000
Rigid Support NV 0.000

Class A

F01.010.103A 2MCR-NV-4438 MCSRD-2NV-204/sht. 1 QAL-14 VT-3 NA 3.000

Rigid Support NV 0.000

Class A

Total F01.010 Items: 2



EOC 20

CATEGORY F-A. Supports

(

ITass 2 MpiBnE Supports

ITEM NUMBER ID NUMBER

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 5

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 17

12/03/2003

**** "A", One-Directional, "B", Multi-Directional, "C", Thermal Movement ****
F01.020.078C 2MCA-FW-5009 MCSRD-2FW-350/sht. 1 QAL-14 VT-3 NA 24.000

0.000Mech Snubber FW
Class B

F01.020.079C 2MCA-FW-5160
Spring Hgr

Class B

MCSRD-2FW-350/sht. 2 QAL-14 VT-3 NA 24.000
0.000FW

F01.020.080C 2MCA-FW-5180 MCSRD-2FW-350/sht. 2 QAL-14 VT-3 NA 24.000
Hyd Snubber FW 0.000

Class B

F01.020.108B 2MCA-ND-6108 MCSRD-2ND-350/sht. 1 QAL-14 VT-3 NA 8.000
Rigid Restraint

Class B
ND 0.000

F01.020.122B 2MCA-ND-6117
Rigid Restraint

Class B

MCSRD-2ND-350/sht. 7 QAL-14 VT-3 NA
ND

8.000 INSPECT WITH C03.020.023.
0.154

8.000
0.125

F01.020.131A 2MCA-ND-5609
Rigid Support

Class B

MCSRD-2ND-350/sht. 4 QAL-14 VT-3 NA
ND

F01.020.179C 2-MCA-S-NI-504-1 -L
Mech Snubber

Class B

2-MCA-S-NI-504-1 QAL-14 VT-3 NA 2.000
0.000NI

F01.020.180A 2-MCA-S-NI-504-1-K
Rigid Support

Class B

2-MCA-S-NI-504-1 QAL-14 VT-3 NA 2.000
0.000NI



EOC 20

CATEGORY F-A. Supports
(

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

MCIass 2 Piping Supports

ITEM NUMBER ID NUMBER
F01.020.189A 2MCR-NI-4107

Rigid Support

SYS ISO/DWG NUMBE
MCSRD-2NI-209/sh-

NI

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 5
RS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
it. 1 QAL-14 VT-3 NA 4.000

0.000

Plan Report
Page 18

12/03/2003

Class B

F01.020.224B 2MCA-NS-5305
Rigid Restraint

Class B

MCSRD-2NS-352/sht. 1 QAL-14 VT-3 NA 10.000
0.000NS

F01.020.225B 2MCA-NS-5308
Rigid Restraint

Class B

MCSRD-2NS-352/sht. 2 QAL-14 VT-3 NA 8.000
0.000NS

F01.020.264A 2MCA-NV-5036
Rigid Support

Class B

MCSRD-2NV-350/sht. 1 QAL-14 VT-3 NA 3.000
0.000NV

Total F01.020 Items: 12



EOC 20 (
CATEGORY F-A, Supports

CIass 3 PipinS Supports

ITEM NUMBER ID NUMBER

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 5

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 19

12V03/2003

**** "A", One-Directional, "B", Multi-Directional, "C", Thermal Movement ****
F01.030.102A 2MCA-KD-3130

Rigid Support
Class C

MCSRD-2KD-353/sht. 1 QAL-14 VT-3 NA 6.000
0.000KD

F01.030.103C 2MCA-KD-3144

Mech Snubber
Class C

MCSRD-2KD-353/sht. 2 QAL-14 VT-3 NA 6.000
0.000KD

F01.030.154B 2MCA-RN-3028
Rigid Restraint

Class C

MCSRD-2RN-351/sht. 1 QAL-14 VT-3 NA 20.000
0.000RN

F01.030.155B 2MCA-RN-3083
Rigid Restraint

Class C

MCSRD-2RN-351/sht. 2 QAL-14
RN

VT-3 NA 18.000
0.594

F01.030.157A 2MCA-RN-3086
Rigid Support

Class C

MCSRD-2RN-351/sht. 2 QAL-14 VT-3 NA 18.000
0.375

INSPECT WITH D01.020.011

RN

Total F01.030 Items: 5



EOC 20 (
CATEGORY F-A, Supports

SupDorts Other Than Piping SuDports

ITEM NUMBER ID NUMBER SYS

**** Class 1, 2, and 3 ****
F01.040.005B 2RCP-B-SUPPORT

Rigid Restraint NC
Class A

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 5

ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 20

12/03/2003

MC-1070-7
MC-ISIN3-2553-01.00
MC-1 070-8

QAL-14 VT-3 NA 0.000
0.000

REACTOR COOLANT PUMP 2B SUPPORT
COLUMN ASSEMBLIES AND LATERAL SUPPORT.
REFERENCE DRAWING MC-1070-17.

F01.040.023B 2RNP-SUPPORT-2B
Rigid Restraint

Class C

MCM 1201.05-190
RN MC-ISIN3-2574-01.01

QAL-14 VT-3 NA 0.000
0.000

NUCLEAR SERVICE WATER PUMP 2B
SUPPORT.

Total F01.040 Items:
Total F01 Items:

2
21



EOC20 ( (
CATEGORY R-A, Risk Informed Piping
Examinations
.Class 1 and 2 Piping Welds

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 5

Plan Report
Page 21

12/03/2003

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Elements Subject to Thermal Fatigue ****
R01.011.131 2NV2FW33-23

Circumferential
Class B

MCFI-2NV33
NV MC-ISIN-2554-03.00

NDE-600 UT SS 4.000 SEGMENT NV-002B. *SEE SECTION 8 FOR
PDI-UT-2 0.237 TBD CALIBRATION BLOCK REQUIREMENTS.

Pipe to
Elbow

R01.011.145 2NV2FW54-18 MCFI-2NV54 NDE-600 UT SS 3.000 SEGMENT NV-065. *SEE SECTION 8 FOR
Circumferential NV MC-ISIN-2554-03.00 PDI-UT-2 0.438 TBD CALIBRATION BLOCK REQUIREMENTS.

Class B Tee to
Pipe

R01.011.146 2NV2FW116-21 MCFI-2NV116 NDE-600 UT SS 2.000 * SEGMENT NV-077B. *SEE SECTION 8 FOR
Circumferential

Class B
NV MC-ISIN-2554-01.02 PDI-UT-2 0.344 50217 CALIBRATION BLOCK REQUIREMENTS.

Reducer to
Pipe

R01.01 1.148 2NV2FW216-57
Circumferential

Class B

MCFI-2NV216
NV MC-ISIN-2554-01.02

NDE-600
PDI-UT-2

UT SS 2.000 * SEGMENT NV-081. *SEE SECTION 8 FOR
0.344 50217 CALIBRATION BLOCK REQUIREMENTS.

Pipe to
Pipe

R01.011.149 2NV2FW216-53
Circumferential

Class B

MCFI-2NV216
NV MC-ISIN-2554-01.02

NDE-600
PDI-UT-2

UT SS 2.000 * SEGMENT NV-082. *SEE SECTION 8 FOR
0.344 50217 CALIBRATION BLOCK REQUIREMENTS.

Pipe to
Pipe

R01.01 1.150 2NV2FW216-52
Circumferential

Class B

MCFI-2NV216
NV MC-ISIN-2554-01.02

NDE-600
PDI-UT-2

UT SS 2.000 SEGMENT NV-082. *SEE SECTION 8 FOR
0.344 50217 CALIBRATION BLOCK REQUIREMENTS.

Pipe to
Pipe

R01.011.153 2NV2FW216-60
Circumferential

Class B

MCFI-2NV216
NV MC-ISIN-2554-01.02

NDE-600
PDI-UT-2

UT SS 2.000
0.344

Pipe to
Pipe

SEGMENT NV-084A. 'SEE SECTION 8 FOR
50217 CALIBRATION BLOCK REQUIREMENTS.

Total R01.011 Items:
Total R01 Items:

7
7
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EOC 21 (
CATEGORY B-B, Pressure Retaining Welds In
Vessels Other Than Reactor Vessels

Pressurizer

ITEM NUMBER ID NUMBER SYS ISO/DWG NUI

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 6

MBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 1

12103/2003

**** Shell-to-Head; Circumferential ****
B02.01 1.001 2PZR-1

Circumferential N
MCM 2201.01-15

C MCM 2201.01-16
NDE-620
PDI-UT-6

UT CS 91.500 50337
3.750 50236A

Head to
Shell

PRESSURIZER LOWER HEAD TO SHELL.

Class A

Total B02.011 Items: 1

**** Shell-to-Head; Longitudinal ****
B02.012.001 2PZR-6 MCM 2201

Longitudinal NC MCM 2201.
Class A

.01-15 NDE-620 UT

.01-16 PDI-UT-6
CS 91.500 50337

3.750 50236A
PRESSURIZER LOWER HEAD TO SHELL.

Head to
Shell

Total B02.012 Items: 1
Total B02 Items: 2



EOC 21
DUKE ENERGY CORPORATION

CATEGORY B-G-1, Pressure Retaining Bolting, INSERVICE INSPECTION PLAN MANAGEMENT

Greater Than 2 in. In Diameter Inservice Inspection Database Management System

*Reactor Vessel McGuire 2
N Inservice Inspection Plan for Interval 3 Outage 6

(

Plan Report
Page 2

12/03/2003

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Closure Head Nuts ****
B06.010.036 2RPV-664-32-36 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.

NC MCM 2201.01-0106 1.770
Class A

B06.010.037 2RPV-664-32-37 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1.770

Class A

B06.010.038 2RPV-664-32-38 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1.770

Class A

B06.010.039 2RPV-664-32-39 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1.770

Class A

B06.010.040 2RPV-664-32-40 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1.770

Class A

B06.010.041 2RPV-664-32-41 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1.770

Class A

B06.010.042 2RPV-664-32-42 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1.770

Class A

B06.010.043 2RPV-664-32-43 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.540
1.770

REACTOR VESSEL CLOSURE HEAD NUT.

Class A



EOC 21
DUKE ENERGY CORPORATION

CATEGORY B-G-1, Pressure Retaining Bolting, INSERVICE INSPECTION PLAN MANAGEMENT

Greater Than 2 in. In Diameter Inservice Inspection Database Management System

*Reactor Vessel McGuire 2
E Inservice Inspection Plan for Interval 3 Outage 6

(

Plan Report
Page 3

12/03/2003

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

B06.010.044 2RPV-664-32-44 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.

NC MCM 2201.01-0106 1.770

Class A

B06.010.045 2RPV-664-32-45 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.

NC MCM 2201.01-0106 1.770

Class A

B06.010.046 2RPV-664-32-46 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.

NC MCM 2201.01-0106 1.770
Class A

B06.010.047 2RPV-664-32-47 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.

NC MCM 2201.01-0106 1.770
Class A

B06.010.048 2RPV-664-32-48 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.

NC MCM 2201.01-0106 1.770

Class A

806.010.049 2RPV-664-32-49 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.

NC MCM 2201.01-0106 1.770

Class A

B06.010.050 2RPV-664-32-50 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.

NC MCM 2201.01-0106 1.770

Class A

B06.010.051 2RPV-664-32-51 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.540
1.770

REACTOR VESSEL CLOSURE HEAD NUT.

Class A

B06.010.052 2RPV-664-32-52 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.540
1.770

REACTOR VESSEL CLOSURE HEAD NUT.

Class A



EOC 21
DUKE ENERGY CORPORATION

CATEGORY B-G-1. Pressure Retaining Bolting, INSERVICE INSPECTION PLAN MANAGEMENT
Greater Than 2 in. In Diameter Inservice Inspection Database Management System

Reactor Vessel McGuire 2
N Inservice Inspection Plan for Interval 3 Outage 6
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

B06.010.053 2RPV-664-32-53 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VE

(

Plan Report
Page 4

12103/2003

SSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1.770

Class A

B06.010.054 2RPV-664-32-54 MCM 2201.01-01 QAL-13 VT-1 CS 10.540 REACTOR VESSEL CLOSURE HEAD NUT.
NC MCM 2201.01-0106 1.770

Class A

Total B06.010 Items: 19



EOC 21 k
DUKE ENERGY CORPORATION

CATEGORY B-G-1, Pressure Retaining Boltinq, INSERVICE INSPECTION PLAN MANAGEMENT

Greater Than 2 in. In Diameter Inservice Inspection Database Management System

MReactor Vessel McGuire 2
E Inservice Inspection Plan for Interval 3 Outage 6

Plan Report
Page 5

12/03/2003

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Closure Studs, when removed ****
B06.030.036 2RPV-664-31-36

N
Class A

MCM 2201.01-01
IC MCM 2201.01-0106

PDI-UT-5 UT CS 7.000
64.560

50501 REACTOR VESSEL CLOSURE HEAD STUD.

B06.030.037 2RPV-664-31-37 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A

B06.030.038 2RPV-664-31-38 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A

B06.030.039 2RPV-664-31-39 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A

B06.030.040 2RPV-664-31-40 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A

B06.030.041 2RPV-664-31-41 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A

B06.030.042 2RPV-664-31-42 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A

B06.030.043 2RPV-664-31-43 MCM 2201.01-01
NC MOM 2201.01-0106

PDI-UT-5 UT CS 7.000
64.560

50501 REACTOR VESSEL CLOSURE HEAD STUD.

Class A
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ITEM NUMBER ID NUMBER

B06.030.044 2RPV-664-31-44

SYS ISO/DWG NUMBERS

MCM 2201.01-01
NC MCM 2201.01-0106

PROC INSP REQ MAT/SCH

PDI-UT-5 UT CS

DIA/THK CAL BLOCKS COMMENTS

7.000
64.560

50501 REACTOR VESSEL CLOSURE HEAD STUD.

Class A

B06.030.045 2RPV-664-31-45 MCM 2201.01-01
NC MCM 2201.01-0106

PDI-UT-5 UT CS 7.000
64.560

50501 REACTOR VESSEL CLOSURE HEAD STUD.

Class A

B06.030.046 2RPV-664-31-46 MCM 2201.01-01
NC MCM 2201.01-0106

PDI-UT-5 UT CS 7.000
64.560

50501 REACTOR VESSEL CLOSURE HEAD STUD.

Class A

B06.030.047 2RPV-664-31-47 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.

NC MCM 2201.01-0106 64.560

Class A

B06.030.048 2RPV-664-31-48 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.

NC MCM 2201.01-0106 64.560

Class A

B06.030.049 2RPV-664-31-49 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.

NC MCM 2201.01-0106 64.560

Class A

B06.030.050 2RPV-664-31-50 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A

B06.030.051 2RPV-664-31-51 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.

NC MCM 2201.01-0106 64.560

Class A

B06.030.052 2RPV-664-31-52 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.

NC MCM 2201.01-0106 64.560

Class A
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
B06.030.053 2RPV-664-31-53 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.

NC MCM 2201.01-0106 64.560
Class A

B06.030.054 2RPV-664-31-54 MCM 2201.01-01 PDI-UT-5 UT CS 7.000 50501 REACTOR VESSEL CLOSURE HEAD STUD.
NC MCM 2201.01-0106 64.560

Class A

Total B06.030 Items: 19
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Closure Washers, Bushings ****
B06.050.036 2RPV-664-33-36 MCM 2201.01-01

NC MCM 2201.01-0106
QAL-13 VT-1 CS 10.560

1.719
REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

B06.050.037 2RPV-664-33-37 MCM 2201.01-01 QAL-13 VT-1 CS 10.560 REACTOR VESSEL CLOSURE HEAD WASHER.
NC MCM 2201.01-0106 1.719

Class A

B06.050.038 2RPV-664-33-38 MCM 2201.01-01 QAL-13 VT-1 CS 10.560 REACTOR VESSEL CLOSURE HEAD WASHER.
NC MCM 2201.01-0106 1.719

Class A

B06.050.039 2RPV-664-33-39 MCM 2201.01-01 QAL-13 VT-1 CS 10.560 REACTOR VESSEL CLOSURE HEAD WASHER.
NC MCM 2201.01-0106 1.719

Class A

B06.050.040 2RPV-664-33-40 MCM 2201.01-01 QAL-13 VT-i Cs 10.560 REACTOR VESSEL CLOSURE HEAD WASHER.
NC MCM 2201.01-0106 1.719

Class A

B06.050.041 2RPV-664-33-41 MCM 2201.01-01 QAL-13 VT-1 CS 10.560 REACTOR VESSEL CLOSURE HEAD WASHER.
NC MCM 2201.01-0106 1.719

Class A

806.050.042 2RPV-664-33-42 MCM 2201.01-01 QAL-13 VT-1 CS 10.560 REACTOR VESSEL CLOSURE HEAD WASHER.
NC MCM 2201.01-0106 1.719

Class A

806.050.043 2RPV-664-33-43 MCM 2201.01-01 QAL-13 VT-1 CS 10.560 REACTOR VESSEL CLOSURE HEAD WASHER.
NC MCM 2201.01-0106 1.719

Class A
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COMMENTS
REACTOR VESSEL CLOSURE HEAD WASHER.

ITEM NUMBER IDNUMBER
B06.050.044 2RPV-664-33-44

SYS ISO/DWG NUMBERS

MCM 2201.01-01
NC MCM 2201.01-0106

_

PROC INSP REQ MATISCH

QAL-13 VT-1 CS

DIA/THK CAL BLOCKS

10.560
1.719

Class A

B06.050.045 2RPV-664-33-45 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

B06.050.046 2RPV-664-33-46 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

B06.050.047 2RPV-664-33-47 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

B06.050.048 2RPV-664-33-48 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

B06.050.049 2RPV-664-33-49 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

B06.050.050 2RPV-664-33-50 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

B06.050.051 2RPV-664-33-51 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A

B06.050.052 2RPV-664-33-52 MCM 2201.01-01
NC MCM 2201.01-0106

QAL-13 VT-1 CS 10.560
1.719

REACTOR VESSEL CLOSURE HEAD WASHER.

Class A
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
B06.050.053 2RPV-664-33-53 MCM 2201.01-01 QAL-13 VT-1 CS 10.560 REACTOR VESSEL CLOSURE HEAD WASHER.

NC MCM 2201.01-0106 1.719
Class A

B06.050.054 2RPV-664-33-54 MCM 2201.01-01 QAL-13 VT-1 CS 10.560 REACTOR VESSEL CLOSURE HEAD WASHER.
NC MCM 2201.01-0106 1.719

Class A

Total B06.050 Items: 19



EOC 21
DUKE ENERGY CORPORATION

CATEGORY B-G-1 , Pressure Retaining Bolting, INSERVICE INSPECTION PLAN MANAGEMENT

Greater Than 2 in. In Diameter
Steam Generators

ITEM NUMBER ID NUMBER

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 6

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 11

12/03/2003

**** Bolts and Studs ****
806.090.003 2SGB-MW-Y1 -X2 MCM 2201.01-0127 NDE-2047

NC MCM 2201.01-0172
UT CS 2.500 7C015 STEAM GENERATOR 2B PRIMARY INLET

26.625 MANWAY BOLTING.
20 STUDS. Y1-X2 QUADRANT.Class A

B06.090.004 2SGB-MW-X2-Y2 MCM 2201.01-0127 NDE-2047 UT CS 2.500 7C015 STEAM GENERATOR 2B PRIMARY OUTLET
NC MCM 2201.01-0172 26.625 MANWAY BOLTING.

Class A 20 STUDS. X2-Y2 QUADRANT.

806.090.005 2SGC-MW-Y1-X1 MCM 2201.01-0126 NDE-2047 UT CS 2.500 7C015 STEAM GENERATOR 2C PRIMARY INLET
NC MCM 2201.01-0172 26.625 MANWAY BOLTING.

Class A 20 STUDS. Y1-X1 QUADRANT.

B06.090.006 2SGC-MW-X1-Y2 MCM 2201.01-0126 NDE-2047 UT CS 2.500 7C015 STEAM GENERATOR 2C PRIMARY OUTLET
NC MCM 2201.01-0172 26.625 MANWAY BOLTING.

20 STUDS. X1-Y2 QUADRANT.Class A

Total B06.090 Items: 4
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Flange Surface, when connection disassembled ****
B06.1 00.001 2SGA-MW-Y1 -Xi MCM 2201.01-0194

NC MCM 2201.01-0126
QAL-13 VT-1 CS 0.000

0.000
STEAM GENERATOR 2A PRIMARY INLET
MANWAY FLANGE SURFACE. Y1-X1
QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

Class A

B06.100.002 2SGA-MW-X1 -Y2 MCM 2201.01-0194
NC MCM 2201.01-0126

QAL-13 VT-1 CS 0.000
0.000

STEAM GENERATOR 2A PRIMARY OUTLET
MANWAY FLANGE SURFACE. X1-Y2
QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

Class A

B06.100.003 2SGB-MW-Y1 -X2 MCM 2201.01-0194
NC MCM 2201.01-0127

QAL-13 VT-1 CS 0.000
0.000

STEAM GENERATOR 2B PRIMARY INLET
MANWAY FLANGE SURFACE. Y1-X2
QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

Class A

B06.100.004 2SGB-MW-X2-Y2 MCM 2201.01-0194
NC MCM 2201.01-0127

QAL-13 VT-1 CS 0.000
0.000

STEAM GENERATOR 2B PRIMARY OUTLET
MANWAY FLANGE SURFACE. X2-Y2
QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

Class A

B06.100.005 2SGC-MW-Y1 -X1 MCM 2201.01-0194
NC MCM 2201.01-0126

QAL-13 VT-1 CS 0.000
0.000

Class A

STEAM GENERATOR 2C PRIMARY INLET
MANWAY FLANGE SURFACE. Y1-X1
QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

STEAM GENERATOR 2C PRIMARY OUTLET
MANWAY FLANGE SURFACE. X1-Y2
QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.006 2SGC-MW-X1 -Y2 MCM 2201.01-0194
NC MCM 2201.01-0126

QAL-13 VT-1 CS 0.000
0.000

Class A

B06.100.007 2SGD-MW-Y1-X2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2D PRIMARY INLET
NC MCM 2201.01-0127 0.000 MANWAY FLANGE SURFACE. Y1-X2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.008 2SGD-MW-X2-Y2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2D PRIMARY OUTLET
NC MCM 2201.01-0127 0.000 MANWAY FLANGE SURFACE. X2-Y2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

Total B06.100 Items: 8
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COMMENTS

**** Nuts, Bushings, and Washers ****
B06.110.003 2SGB-MW-Y1-X2

r
MCM 2201.01-0127

NC MCM 2201.01-0172
QAL-13 VT-1 CS 2.500

0.000
STEAM GENERATOR 2B PRIMARY INLET
MANWAY NUTS. 20 NUTS. Y1-X2 QUADRANT.

Class A

B06.110.004 2SGB-MW-X2-Y2 MCM 2201.01-0127 QAL-13 VT-1 CS 2.500 STEAM GENERATOR 2B PRIMARY OUTLET
NC MCM 2201.01-0172 0.000 MANWAY NUTS. 20 NUTS. X2-Y2 QUADRANT.

Class A

B06.110.005 2SGC-MW-Y1-X1 MCM 2201.01-0126 QAL-13 VT-1 CS 2.500 STEAM GENERATOR 2C PRIMARY INLET
NC MCM 2201.01-0172 0.000 MANWAY NUTS. 20 NUTS. Y1-X1 QUADRANT.

Class A

B06.110.006 2SGC-MW-X1 -Y2 MCM 2201.01-0126
NC MCM 2201.01-0172

QAL-13 VT-1 CS 2.500
0.000

STEAM GENERATOR 2C PRIMARY OUTLET
MANWAY NUTS. 20 NUTS. X1-Y2 QUADRANT.

Class A

Total B06.110 Items: 4
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**** Bolts and Studs ****
B06.180.004 2RCP-2D-F MCM 1201.01-120

NC MCM 2201.01-084
PDI-UT-5 UT CS 4.500 50502

30.500
REACTOR COOLANT PUMP 2D MAIN FLANGE
BOLTING. 24 BOLTS.

Class A

Total B06.180 Items: 1
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COMMENTS

**** Flange Surface, when connection disassembled ****
B06.190.001 2RCP-2A-FLANGE MCM 2201.01-084 QAL-13 VT-1 SS 0.000

0.000
REACTOR COOLANT PUMP 2A MAIN FLANGE.
INSPECT WHEN CONNECTION DISASSEMBLED.NC

Class A

B06.190.002 2RCP-2B-FLANGE MCM 2201.01-084 QAL-13 VT-1 SS 0.000
0.000

REACTOR COOLANT PUMP 2B MAIN FLANGE.
INSPECT WHEN CONNECTION DISASSEMBLED.NC

Class A

B06.190.003 2RCP-2C-FLANGE MCM 2201.01-084 QAL-13 VT-1 SS 0.000
0.000

REACTOR COOLANT PUMP 2C MAIN FLANGE.
INSPECT WHEN CONNECTION DISASSEMBLED.NC

Class A

B06.190.004 2RCP-2D-FLANGE MCM 2201.01-084 QAL-13 VT-1 SS 0.000
0.000

REACTOR COOLANT PUMP 2D MAIN FLANGE.
INSPECT WHEN CONNECTION DISASSEMBLED.NC

Class A

Total B06.190 Items: 4

Total B06 Items: 78
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**** Bolts, Studs, and Nuts ****
B07.050.103 2NV282-FL1 MCFI-2NV282

NV MC-ISIN3-2554-01.01
QAL-13 VT-1 SS 1.000

0.000
FLANGE BOLTING (4 STUDS). BOLTING SIZE
DETERMINED USING MP/0/A/7650/01
ENCLOSURE 13.2. EXAMINE ALL FLANGE
BOLTING MATERIAL.

Class A

Total B07.050 Items: 1
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**** Bolts, Studs, and Nuts ****
B07.070.001A 2NC-1 MCFI-2NC53 QAL-13 VT-1 SS 1.000 6" VALVE. E:

(
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)XAMINE ALL STUDS AND NUTS.
NC MC-ISIN3-2553-02.00 0.000 INSPECT ONLY ONE VALVE IN THIS GROUP PER

Class A MCM 1205.09-0001 INTERVAL.

Total B07.070 Items: 1
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SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Bolts, Studs, and Nuts ****
B07.080.001 2CRD-HOUSING MCM 2201.01-21

NC 30738-1541
QAL-13 VT-1 SS 6.000

0.000
THREADED HOUSING WITH SEAL WELD.
EXAMINE ONLY CRD BOLTING THAT IS RE-USED
WHEN HOUSING IS DISASSEMBLED.Class A

Total B07.080 Items: 1

Total B07 Items: 3
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COMMENTS

**** Welded Attachments ****
B10.010.001 2PZR-SKIRT MCM 2201.01-16 NDE-25

NC MC-ISIN3-2553-02.00
MT CS 87.000

1.500
WELDED ATTACHMENT. PRESSURIZER
SUPPORT SKIRT TO LOWER HEAD.

Class A MCM 1201.01-0048 Support Skirt to
Head

B10.010.001A 2PZR-SKIRT MCM 2201.01-16 NDE-2052 UT CS 87.000 50237B WELDED ATTACHMENT. PRESSURIZER
NC MC-ISIN3-2553-02.00 1.500 SUPPORT SKIRT TO LOWER HEAD.

Class A MCM 1201.01-0048 Support Skirt to REQUEST FOR ALTERNATIVE WILL BE
Head SUBMITTED TO PERFORM A UT FROM THE

ACCESSIBLE SIDE OF PRESSURIZER SKIRT IN
LIEU OF MT.

B10.010.005 2PZR-W13D MCM 2201.01-16 NDE-25 MT CS 4.000 WELDED ATTACHMENT. PRESSURIZER
NC MC-ISIN3-2553-02.00 4.000 SEISMIC LUG TO SHELL. W-Z QUADRANT.

Class A MCM 1201.01-0048 Seismic Lug to
Shell

Total B10.010 Items: 3
Total B10 Items: 3
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ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Pump Casing ****

B12.020.001 2RCP-2A MCM 2201.01-0084
NC MC-ISIN3-2553-01.00

QAL-14 VT-3 SS 77.000
4.500

Class A

REACTOR COOLANT PUMP 2A CASING
INTERNAL SURFACES. ONLY ONE PUMP
REQUIRED TO BE EXAMINED THIS INTERVAL.
INSPECT ONLY IF PUMP IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

1i 2.020.002 2RCP-2B MCM 2201.01-0084
NC MC-ISIN3-2553-01.00

QAL-14 VT-3 SS 77.000
4.500

Class A

REACTOR COOLANT PUMP 2B CASING
INTERNAL SURFACES. ONLY ONE PUMP
REQUIRED TO BE EXAMINED THIS INTERVAL.
INSPECT ONLY IF PUMP IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.020.003 2RCP-2C MCM 2201.01-0084
NC MC-ISIN3-2553-01.00

QAL-14 VT-3 SS 77.000
4.500

Class A

REACTOR COOLANT PUMP 2C CASING
INTERNAL SURFACES. ONLY ONE PUMP
REQUIRED TO BE EXAMINED THIS INTERVAL.
INSPECT ONLY IF PUMP IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.020.004 2RCP-2D MCM 2201.01-0084
NC MC-ISIN3-2553-01.00

QAL-14 VT-3 SS 77.000
4.500

REACTOR COOLANT PUMP 2D CASING
INTERNAL SURFACES. INSPECT ONLY IF PUMP
IS DISASSEMBLED FOR MAINTENANCE,
REPAIR, OR VOLUMETRIC EXAMINATION.

Class A

Total B12.020 Items: 4
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ID NUMBER COMMENTS

**** Valve Body, Exceeding NPS 4 ****
B12.050.001A 2NC-1 MCFI-2NC53 QAL-14 VT-3 SS 6.000

0.000NC MC-ISIN3-2553-02.00
MCM 1205.09-0001 120Class A

6" CROSBY RELIEF VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NC-1, 2NC-2, OR
2NC-3 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.001B 2NC-2 MCFI-2NC53
NC MC-ISIN3-2553-02.00

MCM 1205.09-0001

QAL-14 VT-3 SS 6.000
0.000

6" CROSBY RELIEF VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NC-1, 2NC-2, OR
2NC-3 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

Class A

B12.050.001C 2NC-3 MCFI-2NC53 QAL-14 VT-3 SS 6.000 6"CROSBYRELIEFVALVE. INSPECT ONE OF
NC MC-ISIN3-2553-02.00 0.000 THE FOLLOWING VALVES: 2NC-1, 2NC-2, OR

Class A MCM 1205.09-0001 2NC-3 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.002A 2ND-1B MCFI-2ND1 QAL-14 VT-3 SS 14.000 14" WALWORTH GATE VALVE. INSPECT ONE
ND MC-ISIN3-2561-01.00

MCM 1205.00-0010

0.000

Class A

OF THE FOLLOWING VALVES: 2ND-1 B OR
2ND-2AC ONLY IF VALVE IS DISASSEMBLED
FOR MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.002B 2ND-2AC MCFI-2ND1
ND MC-ISIN3-2561-01.00

MCM 1205.00-0010

QAL-14 VT-3 SS 14.000
0.000

Class A

14" WALWORTH GATE VALVE. INSPECT ONE
OF THE FOLLOWING VALVES: 2ND-1 B OR
2ND-2AC ONLY IF VALVE IS DISASSEMBLED
FOR MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.003A 2NI-54A

Class A

MCFI-2NI 18
NI MC-ISIN3-2562-02.00

MCM 1205.00-0012

QAL-14 VT-3 SS 10.000
0.000

10" CRANE-ALOYCO GATE VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-54A,
2NI-65B, 2Ni-76A, OR 2NI-88B ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

812.050.0038 2N1-65B MCFI-2NI 18
NI MC-ISIN3-2562-02.00

MCM 1205.00-0012

QAL-14 VT-3 SS 10.000
0.000

Class A

10" CRANE-ALOYCO GATE VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-54A,
2NI-65B, 2NI-76A, OR 2NI-88B ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.
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ITEM NUMBER IC

B12.050.003C 2NI-76A

) NUMBER SYS ISO/DWG NUMBE

MCFI-2NI117
NI MC-ISIN3-2562-02.1

MCM 1205.00-0012

Inservice Inspection Plan for Interval 3 Outage 6
RS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS

QAL-14 VT-3 SS 10.000
Di 0.000
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COMMENTS

10" CRANE-ALOYCO GATE VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-54A,
2NI-65B, 2NI-76A, OR 2NI-88B ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

Class A

B12.050.003D 2NI-88B

Class A

MCFI-2NI19
NI MC-ISIN3-2562-02.01

MCM 1205.00-0012

QAL-14 VT-3 SS 10.000
0.000

10" CRANE-ALOYCO GATE VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-54A,
2NI-65B, 2NI-76A, OR 2Nl-88B ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

B12.050.004A 2NI-59 MCFI-2NI118
NI MC-ISIN3-2562-02.00

MCM 1205.36-0011

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ATWOOD & MORRILL CHECK VALVE.
INSPECT ONE OF THE FOLLOWING VALVES:
2NI-59, 2NI-60, 2NI-70, 2NI-71, 2NI-81, 2NI-82,
2NI-93, OR 2NI-94 ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

B12.050.004B 2NI-60 MCFI-2NI 18
NI MC-ISIN3-2562-02.00

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004C 2N1-70 MCFI-2NI18
NI MC-ISIN3-2562-02.00

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004D 2NI-71

Class A

MCFI-2NI18
NI MC-ISIN3-2562-02.00

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.
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ID NUMBER SYS ISO/DWG NUMBEI

MCFI-2N1 17
NI MC-ISIN3-2562-02.1

Inservice Inspection Plan for Interval 3 Outage 6
RS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS

QAL-14 VT-3 SS 10.000
COMMENTS

01 0.000

Class A MCM 1205.00-0009

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2N1-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2N1-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004F 2NI-82 MCFI-2NI17
NI MC-ISIN3-2562-02.01

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2N1-70, 2N1-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004G 2N1-93 MCFI-2NI19
NI MC-ISIN3-2562-02.01

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004H 2NI-94

Class A

MCFI-2N1119
NI MC-ISIN3-2562-02.01

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.005A 2NI-125

Class A

MCFI-2NI26
NI MC-ISIN3-2562-03.00

MCM 1205.00-0006

QAL-14 VT-3 SS 8.000
0.000

8" WALWORTH CHECK VALVE. INSPECT ONE
OF THE FOLLOWING VALVES: 2NI-125 OR
2NI-129 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.005B 2NI-129 MCFI-2N126
NI MC-ISIN3-2562-03.00

MCM 1205.00-0006

QAL-14 VT-3 SS 8.000
0.000

Class A

8" WALWORTH CHECK VALVE. INSPECT ONE
OF THE FOLLOWING VALVES: 2NI-125 OR
2NI-129 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.
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ITEM NUMBER

B12.050.006A d

ID NUMBER

2NI-1 26

SYS ISO/DWG NUMBERS

MCFI-2N185
NI MC-ISIN3-2562.03.00

PROC INSP REQ MAT/SCH

QAL-14 VT-3 Ss

DIA/THK CAL BLOCKS

6.000
0.000
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COMMENTS

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

Class A MCM 1205.00-0005

B12.050.006B 2NI-134 MCFI-2NI85 QAL-14 VT-3 SS 6.000 6" CRANE-ALOYCO CHECK VALVE. INSPECT
NI MC-ISIN3-2562-03.00 0.000 ONE OF THE FOLLOWING VALVES: 2NI-126,

Class A MCM 1205.00-0005 2NI-134, 2NI-852, 2N1-853, 2N1-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006C 2NI-852 MCFI-2NI115 QAL-14 VT-3 SS 6.000 6" CRANE-ALOYCO CHECK VALVE. INSPECT
NI MC-ISIN3-2562-03.00

MCM 1205.00-0005

0.000

Class A

ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006D 2NI-853

Class A

MCFI-2NI1 16
NI MC-ISIN3-2562-03.00

MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006E 2N1-175

Class A

MCFI-2NI1 14
NI MC-ISIN3-2562-03.01

MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006F 2NI-176 MCFI-2NI 12

NI MC-ISIN3-2562-03.01
MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

Class A

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.
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D NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ
MCFI-2NI16 QAL-14 VT-3

MAT/SCH DIA/THK CAL BLOCKS
SS 6.000

0.000

COMMENTS

NI MC-ISIN3-2562-03.01
MCM 1205.00-0005Class A

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.007A 2NI-180 MCFI-2NI15 QAL-14 VT-3 SS 6.000
0.000NI MC-ISIN3-2562-03.01

MCM 1205.36-0028

6" WESTINGHOUSE CHECK VALVE. INSPECT
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

Class A

Total B12.050 Items: 27
Total B12 Items: 31
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**** Welds in CRD Housing ****
B14.010.022 2RPV-CRDM-76 MCM 2201.01-20/sht.7 NDE-35 PT SS-Inconel 4.000 CRD HOUSING WELD. (PERIPHERAL)

NC MCM 2201.01-0001 0.642
Class A MC-ISIN3-2553-01.00 Adapter to

Housing Body

Total B14.010 Items: 1
Total B14 Items: 1



f
EOC 21 9

CATEGORY C-A, Pressure Retaining Welds In IN:

Pressure Vessels Inser

*Shell Circumferential Welds

T InE
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C01.010.040 2ELDHX-SH-FLG
Circumferential

Class B

MCM 1201.06-0010
NV MC-ISIN3-2554-01.02

NDE-3630 UT CS 8.625 50327
0.322

Shell to
Flange

EXCESS LETDOWN HEAT EXCHANGER.

C01.010.090 2RCHPA-8-1 MCM 1201.04-197 NDE-3630 UT SS 6.660 50319 RECIPROCATING CHARGING PUMP
Circumferential NV MC-ISIN3-2554-03.00 0.495 ACCUMULATOR.

Class B Flange to
Shell

Total C01.010 Items: 2
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(
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COMMENTS

C01.020.020 2ELDHX-SH-HD
Circumferential

Class B

MCM 1201.06-0010
NV MC-ISIN3-2554-01.02

NDE-3630 UT CS 8.625
0.322

50327 EXCESS LETDOWN HEAT EXCHANGER.

Shell to
Head

C01.020.021 2ELDHX-HD-FLG MCM 1201.06-0010 NDE-3630 UT SS-CS 9.500 CB0803 EXCESS LETDOWN HEAT EXCHANGER.
Circumferential NV MC-ISIN3-2554-01.02 0.750 50471 CARBON STEEL WITH 3/16" TYPE 304

Class B Head to STAINLESS STEEL CLADDING ON FLANGE SIDE
Flange OF WELD.

C01.020.074 2REGHX-3-HD1 MCM 1201.06-054 NDE-3630 UT SS 10.920 50428 REGENERATIVE HEAT EXCHANGER. (SHELL 3)
Circumferential NV MC-ISIN3-2554-01.02 1.075

Class B MCM 1201.06-015 Nozzle Belt to
Head

C01.020.075 2REGHX-3-HD2
Circumferential

MCM 1201.06-054
NV MC-ISIN3-2554-01.02

MCM 1201.06-015

NDE-3630 UT SS 10.920 50428
1.075

Shell to
Head

REGENERATIVE HEAT EXCHANGER. (SHELL 3)

Class B

Total C01.020 Items: 4
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C01 .030.024 2REGHX-3-NB-TS
Circumferential

MCM 1201 .06-054
NV MC-IS1N3-2554-01 .02

MCM 1201 .06-015

NDE-3630 UT Ss 10.920 50428
1.075

Nozzle Belt to
Tubesheet

REGENERATIVE HEAT EXCHANGER. (SHELL 3)

Class B

C01.030.025 2REGHX-3-TS-SH MCM 1201 .06-054 NDE-3630 UT Ss 10.920 50428 REGENERATIVE HEAT EXCHANGER. (SHELL 3)
Circumferential NV MC-lSlIN3-2554-01 .02 1.075

Class B MCM 1201.06-015 Tubesheet to
Shell

Total C0l1.030 Items: 2
Total C01 Items: 8
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**** Nozzle-to-Shell (Nozzle to Head or Nozzle to Nozzle) Weld ****
C02.011.003 2BCSHX-A-INLET MCM 1201.06-090/1 NDE-35

Circumferential NS MC-ISIN3-2563-01.00
Class B MCM 1201.06-094

PT SS 10.000
0.365

CONTAINMENT SPRAY HEAT EXCHANGER 2B
INLET NOZZLE A.

Nozzle to
Nozzle

C02.011.004 2BCSHX-B-OUTLET
Circumferential

Class B

MCM 1201.06-090/1
NS MCM 1201.06-094

NDE-35 PT SS 10.000
0.365

CONTAINMENT SPRAY HEAT EXCHANGER 2B
OUTLET NOZZLE B.

Nozzle to
Nozzle

Total C02.011 Items:
Total C02 Items:

2
2
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**** Welded Attachments ****

C03.010.003 2NSHX-SUPPORT-2B MCM 1201.06-0090 NDE-35 PT SS 0.000 CONTAINMENT SPRAY HX 2B SUPPORT.
NS MC-ISIN3-2563-01.00 0.750 WELDED ATTACHMENT. SINCE "HX A" & "HX B"

Class B MCM 1201.06-093 ARE OF DIFFERENT DESIGN, WILL EXAMINE
BOTH.

003.010.005 2REGHX-SUPPORT MCM 1201.06-0015 NDE-35 PT SS 0.000 REGENERATIVE HX SUPPORT. WELDED
NV MC-ISIN3-2554-01.02 0.250 ATTACHMENT. REFERENCE MANUAL MCM

Class B MCM 1201.06-69 1201.06-054.

Total C03.010 Items: 2
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G NUMBEI

**** Welded Attachments ****
C03.020.011 2MCA-CF-H205 MCSRD-2CFC/sht. 5 NDE-25 MT CS 18.000 WELDED ATTACHMENT. INSPECT WITH

Rigid Support CF MC-ISIN3-2591-01.01 0.594 F01.020.056A.
Class B 2MCA-CF-H205

C03.020.031 2MCA-NI-5047 MCSRD-2NI-350/sht. 1 NDE-35 PT SS 4.000 WELDED ATTACHMENT. INSPECT WITH
Rigid Support NI MC-ISIN3-2562-03.00 0.438 F01.020.181A.

Class B 2MCA-NI-5047

Total C03.020 Items: 2
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**** Welded Attachments ****

C03.030.001 2CCP-SUPPORT-2A MCM 1201.05-228
NV MC-ISIN3-2554-03.01

NDE-35 PT SS 0.000
0.250

CENTRIFUGAL CHARGING PUMP 2A SUPPORT.
WELDED ATTACHMENTS. (4 SUPPORT LEGS TO
PUMP)Class B

Total C03.030 Items:
Total C03 Items:

1

5
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NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Valve Body Welds ****
C06.020.006A 2SVO013AB-1 MCM 1205.09-0011 NDE-25 MT CS 6.000 ITEM # POR-002. INSPECT ONE VALVE IN THIS

Circumferential SV MC-ISIN3-2593-01.00 0.000 GROUP (6A-6H) PER INTERVAL. FOR THIS
Class B Intake Pipe to GROUP IT TAKES TWO EXAMS PER VALVE (ex.

Valve Body 2SV0013AB-1 AND 2SV0013AB-2) TO SATISFY
THIS REQUIREMENT.

C06.020.006B 2SVO013AB-2 MCM 1205.09-0011 NDE-25 MT CS 6.000 ITEM # POR-002. INSPECT ONE VALVE IN THIS
Circumferential SV MC-ISIN3-2593-01.00 0.000 GROUP (6A-6H) PER INTERVAL. FOR THIS

Class B Valve Body to GROUP IT TAKES TWO EXAMS PER VALVE (ex.
Bonnet 2SV0013AB-1 AND 2SV0013AB-2) TO SATISFY

THIS REQUIREMENT.

Total C06.020 Items: 2
Total C06 Items: 2
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McGuire 2
Inservice Inspection Plan for Interval 3 Outage 6

3ERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
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SO/DWG NUME

**** Welded Attachments ****
D01.010.003 2CBD-SUPPORT MCM 2201.09-0009

NV MC-ISIN3-2554-04.00
QAL-13 VT-1 NA 0.000

0.190Rigid Support
CATION BED DEMINERALIZER SUPPORT.
WELDED ATTACHMENT. INSPECT WITH
F01.040.015A.Class C

D01.010.007 2KDHX-SUPPORT-2B
Rigid Restraint

Class C

MCM 1201.06-42
KD MC-ISIN3-2609-01.01

QAL-13 VT-1 NA 0.00(
0.75(

DIESEL GENERATOR COOLING WATER HX 2B
SUPPORT. REFERENCE MCM
1201.06-42/SHEETS 1 AND 5. WELDED
ATTACHMENT. INSPECT WITH F01.040.024B.

D01.010.008 2LDF-SUPPORT-2A
Rigid Restraint

MCM 1218.04-03
LD MC-ISIN3-2609-02.00

QAL-13 VT-1 NA 0.000
0.250

LUBE OIL FILTER 2A SUPPORT. REFERENCE
MC-1231-10 (DETAIL Z) AND MC-1231-3.
WELDED ATTACHMENT. INSPECT WITH
F01.040.027B.

Class C

Total D01.010 Items: 3
Total D01 Items: 3
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CATEGORY F-A. Supports

DUKE ENERGY CORPORATION
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Inservice Inspection Database Management System
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** "A", One-Directional, "B", Multi-Directional, "C", Thermal Movement ****
F01.010.008C 2MCR-NC-4225

Spring Hgr
Class A

MCSRD-2NC-211/sht. 1 QAL-14 VT-3 NA 2.000
0.000NC

F01.010.009C 2MCR-NC-4224 MCSRD-2NC-211/sht. 1 QAL-14 VT-3 NA 2.000

Mech Snubber NC 0.000
Class A

F01.010.010C 2MCR-NC-4227 MCSRD-2NC-213/sht. 1 QAL-14 VT-3 NA 2.000
Mec Snb/Spr Hgr NC 0.000

Class A

F01.010.015C 2MCR-NC-4001 MCSRD-2NI-203/sht. 2 QAL-14 VT-3 NA 10.000

Spring Hgr NC 0.000

Class A

F01.010.019B 2MCR-NC-4301 MCSRD-2NC-203/sht. 1 QAL-14 VT-3 NA 6.000
Rigid Restraint NC 0.000

Class A

F01.010.021C 2MCR-NC-4004 MCSRD-2NC-202/sht. 1 QAL-14 VT-3 NA 4.000
Constant Support NC 0.000

Class A

F01.010.052C 2MCR-ND-4006 MCSRD-2ND-201/sht. 1 QAL-14 VT-3 NA 14.000
Mech Snubber

Class A

ND 0.000

F01.010.053B 2MCR-ND-4005

Rigid Restraint
Class A

MCSRD-2ND-201/sht. 1 QAL-14 VT-3 NA 14.000
0.000ND
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CATEGORY F-A. Supports

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

Class 1 Piping SUpports

ITEM NUMBER ID NUMBER

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 6
RS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
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SYS ISO/DWG NUMBE
F01.010.082C 2MCR-NI-4617

Mech Snubber
Class A

MCSRD-2NI-201/sht. 2 QAL-14 VT-3 NA 10.000
0.000NI

F01.010.083A 2MCR-NI-4008
Rigid Support

Class A

MCSRD-2NI-203/sht. 1 QAL-14 VT-3 NA 6.000
0.000NI

F01.010.084C 2MCR-NI-4580
Mech Snubber

Class A

MCSRD-2NI-203/sht. 1 QAL-14 VT-3 NA 6.000
0.000NI

F01.010.085C 2MCR-NI-4549
Mech Snubber

Class A

MCSRD-2NI-203/sht. 2 QAL-14 VT-3 NA 10.000
0.000NI

F01.010.086B 2MCR-NI-4582
Rigid Restraint

Class A

MCSRD-2NI-203/sht. 2 QAL-14 VT-3 NA 6.000
0.000NI

F01.010.091C 2MCR-NI-4913
Spring Hgr

Class A

MCSRD-2NI-214/sht. 1 QAL-14 VT-3 NA 1.500
0.000NI

F01.010.104C 2MCR-NV-4401
Mech Snubber

Class A

MCSRD-2NV-204/sht. 3 QAL-14 VT-3 NA 3.000
0.000NV

F01.010.105B 2MCR-NV-4110
Rigid Restraint

Class A

MCSRD-2NV-206/sht. 1 QAL-14 VT-3 NA 1.500
0.000NV

F01.010.106A 2MCR-NV-4006
Rigid Support

Class A

MCSRD-2NV-207/sht. 1 QAL-14 VT-3 NA 2.000
0.000NV
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CATEGORY F-A, Supports
(

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

*Class 1 Piping Supports McGuire 2
E Inservice Inspection Plan for Interval 3 Outage 6
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

F01.010.107B 2MCR-NV-4329 MCSRD-2NV-208/sht. 1 QAL-14 VT-3 NA 2.000
Rigid Restraint NV 0.000

Class A

Plan Report
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F01.010.108B 2MCR-NV-4323
Rigid Restraint

Class A

MCSRD-2NV-208/sht. 1 QAL-14 VT-3 NA 2.000
0.000NV

Total F01.010 Items: 19
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CATEGORY F-A, Supports

Class 2 Piping Supports

ITEM NUMBER ID NUMBER

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 6

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS
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COMMENTS

**** "A", One-Directional, "B", Multi-Directional, "C", Thermal Movement ****
F01.020.004A 2MCR-CA-H73

Rigid Support
Class B

MCSRD-2CAN/sht. 1 QAL-14 VT-3 NA 6.000
0.000CA

F01.020.007C 2MCR-CA-H100
Spring Hgr

Class B

MCSRD-2CAO/sht. 1 QAL-14 VT-3 NA 6.000
0.000CA

F01.020.017C 2MCA-CA-H 140
Hyd Snubber

Class B

MCSRD-2CAP/sht. 1 QAL-14 VT-3 NA 6.000
0.000CA

F01.020.053C 2MCR-CF-H403
Hyd Snubber

Class B

MCSRD-2CFC/sht. 3 QAL-14 VT-3 NA 16.000
0.000CF

F01.020.055C 2MCR-CF-H397
Spring Hgr

Class B

MCSRD-2CFC/sht. 7 QAL-14 VT-3 NA 18.000
0.000CF

F01.020.056A 2MCA-CF-H205 MCSRD-2CFC/sht. 5 QAL-14 VT-3 NA 18.000
0.594

INSPECT WITH C03.020.01 1.
Rigid Support CF

Class B

F01.020.058C 2MCA-CF-H201 MCSRD-2CFC/sht. 5 QAL-14 VT-3 NA 18.000
Mech Snubber CF 0.000

Class B

F01.020.081B 2MCA-FW-5014 MCSRD-2NV-356/sht. 3 QAL-14 VT-3 NA 8.000
Rigid Restraint

Class B
FW 0.000
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CATEGORY F-A. Supports

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 6
MCass 2 Piping Supports

ITEM NUMBER ID NUMBER
F01.020.082B 2MCA-FW-5015

Rigid Restraint
Class B
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SYS ISO/DWG NUMBERS PROC

MCSRD-2NV-356/sht. 3 QAL-14

INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

VT-3 NA 8.000
0.000FW

F01.020.083A 2MCA-FW-5016
Rigid Support

Class B

MCSRD-2NV-356/sht. 3 QAL-14 VT-3 NA 8.000
0.000FW

F01.020.084A 2MCA-FW-5020

Rigid Support
Class B

MCSRD-2NV-356/sht. 3 QAL-14 VT-3 NA 8.000
0.000FW

F01.020.085B 2MCA-FW-7007
Rigid Restraint

Class B

MCSRD-2NV-356/sht. 3 QAL-14 VT-3 NA 8.000
0.000FW

F01.020.086A 2MCA-FW-5012

Rigid Support
Class B

MCSRD-2FW-350/sht. 1 QAL-14 VT-3 NA 24.000
0.000FW

F01.020.087A 2MCA-FW-7008 MCSRD-2NV-356/sht. 3 QAL-14 VT-3 NA 8.000
Rigid Support FW 0.000

Class B

F01.020.156C 2MCR-NI-4556 MCSRD-2NI-203/sht. 1 QAL-14 VT-3 NA 6.000
Hyd Snubber NI 0.000

Class B

F01.020.157C 2MCR-NI-4031 MCSRD-2NI-203/sht. 2 QAL-14 VT-3 NA 6.000
Mech Snubber NI 0.000

Class B

F01.020.181A 2MCA-NI-5047
Rigid Support

Class B

MCSRD-2NI-350/sht. 1 QAL-14 VT-3 NA 4.000
0.438

INSPECT WITH C03.020.031.

NI
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CATEGORY F-A, Supports
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 6

CIass 2 Piping Supports

ITEM NUMBER ID NUMBER SYS
F01.020.229A 2MCA-NS-5218

Rigid Support NS
Class B
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ISO/DWG NUMBERS
MCSRD-2NS-352/sht. 2

PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
QAL-14 VT-3 NA 10.000

0.000

F01.020.230A 2MCA-NS-5307
Rigid Support

Class B

MCSRD-2NS-352/sht. 2 QAL-14 VT-3 NA 10.000
0.000NS

F01.020.270C 2MCR-NV-4198
Mech Snubber

Class B

MCSRD-2NV-224/sht. 1
NV

QAL-14 VT-3 NA 2.000
0.000

F01.020.271 C 2MCR-NV-4304
Mech Snubber

Class B

MCSRD-2NV-225F/sht. QAL-14 VT-3 NA 2.000
0.000

2NV-225F/sht. 1.
NV

F01.020.272B 2MCR-NV-4307
Rigid Restraint NV

Class B

MCSRD-2NV-225F/sht. QAL-14 VT-3 NA 2.000
0.000

2NV-225F/sht. 1.

F01.020.273A 2MCA-NV-5006
Rigid Support

Class B

F01.020.274A 2MCA-NV-5207
Rigid Support

MCSRD-2NV-350/sht. 2 QAL-14 VT-3 NA 3.000
0.000NV

MCSRD-2NV-351/sht. 1 QAL-14 VT-3 NA 3.000
0.000NV

Class B

F01.020.275A 2MCA-NV-5309
Rigid Support

Class B

MCSRD-2NV-353/sht. 1 QAL-14 VT-3 NA 2.000
0.000NV

F01.020.276A 2MCA-NV-5053
Rigid Support

Class B

MCSRD-2NV-350/sht. 1 QAL-14 VT-3 NA 2.000
0.000NV
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CATEGORY F-A, Supports

(

Class 2 Piping Supports

ITEM NUMBER ID NUMBER

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 6

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIAITHK CAL BLOCKS COMMENTS
MCSRD-2NV-350/sht. 1 QAL-14 VT-3 NA 2.000
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F01.020.277B 2MCA-NV-5054
Rigid Restraint NV

Class B
0.000

F01.020.278B 2MCA-NV-5040
Rigid Restraint

Class B

MCSRD-2NV-350/sht. 1 QAL-14 VT-3 NA 3.000
0.000NV

F01.020.279B 2MCA-NV-5044
Rigid Restraint

MCSRD-2NV-350/sht. 1 QAL-14 VT-3 NA 3.000
0.000NV

Class B

F01.020.280B 2MCA-NV-5017
Rigid Restraint

Class B

MCSRD-2NV-350/sht. 2 QAL-14 VT-3 NA 3.000
0.000NV

F01.020.287A 2MCA-NV-5402
Rigid Support

Class B

MCSRD-2NV-353/sht. 1 QAL-14 VT-3 NA 4.000
0.000NV

F01.020.288B 2MCA-NV-5406
Rigid Restraint

Class B

MCSRD-2NV-353/sht. 1 QAL-14 VT-3 NA 2.000
0.000NV

F01.020.289A 2MCA-NV-5314
Rigid Support

Class B

MCSRD-2NV-353/sht. 2 QAL-14 VT-3 NA 4.000
0.000NV

F01.020.290A 2MCA-NV-5511
Rigid Support

Class B

MCSRD-2NV-353/sht. 2 QAL-14 VT-3 NA 4.000
0.000NV

F01.020.291 B 2MCA-NV-5316
Rigid Restraint

Class B

MCSRD-2NV-353/sht. 3 QAL-14 VT-3 NA 4.000
0.000NV
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CATEGORY F-A, Supports

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System Plan Report

CIass 2 Piping Suports

ITEM NUMBER ID NUMBER
F01.020.292A 2MCA-NV-5601

Rigid Support
Class B

McGuire 2 Page 43
Inservice Inspection Plan for Interval 3 Outage 6 1V03/2003

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
MCSRD-2NV-356/sht. 1 QAL-14 VT-3 NA 6.000

NV 0.000

F01.020.293B 2MCA-NV-5606
Rigid Restraint

Class B

MCSRD-2NV-356/sht. 1 QAL-14 VT-3 NA 8.000
0.000NV

F01.020.294A 2MCA-NV-5608
Rigid Support

Class B

MCSRD-2NV-356/sht. 3 QAL-14 VT-3 NA 8.000
0.000NV

F01.020.295C 2MCA-NV-5660
Mech Snubber

Class B

MCSRD-2NV-356/sht. 4 QAL-14 VT-3 NA 4.000
0.000NV

F01.020.296A 2MCA-NV-5630 MCSRD-2ND-362/sht. 1 QAL-14 VT-3
Rigid Support NV

Class B

NA 6.000
0.000

F01.020.297B 2MCA-NV-5627
Rigid Restraint

Class B

MCSRD-2ND-362/sht. 1 QAL-14 VT-3 NA 6.000
0.000NV

F01.020.298A 2MCA-NV-5609 MCSRD-2NV-356/sht. 3 QAL-14 VT-3 NA 8.000
Rigid Support NV 0.000

Class B

F01.020.299A 2MCA-NV-5604 MCSRD-2NV-356/sht. 1 QAL-14 VT-3 NA 8.000
Rigid Support NV 0.000

Class B

F01 .020.401C 2MCA-SA-5084 MCSRD-2SA-3508sht. 2 QAL-14 VT-3 NA 6.000
Mech Snubber

Class B
SA 0.000
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CATEGORY F-A, Supports

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 6
Class 2 Piping Supports

ITEM NUMBER ID NUMBER
F01.020.402A 2MCA-SA-5087

Rigid Support
Class B
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SYS ISO/DWG NUMBERS PROC

MCSRD-2SA-350/sht. 2 QAL-14
SA

INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

VT-3 NA 6.000
0.000

F01.020.425A 2MCA-SM-H107

Rigid Support
Class B

MCSRD-2SMA/sht. 1 QAL-14 VT-3 NA 36.000
0.000SM

F01.020.430C 2MCR-SM-H82

Spring Hgr
Class B

MCSRD-2SMA/sht. 4 QAL-14 VT-3 NA 36.000
0.000SM

F01.020.506B 2MCR-VQ-4509
Rigid Restraint

Class B

F01.020.507B 2MCA-VQ-5001
Rigid Restraint

Class B

MCSRD-2VQ-202/sht. 1 QAL-14 VT-3 NA 6.000
0.000VQ

MCSRD-2VQ-350/sht. 1
VQ

QAL-14 VT-3 NA 6.000
0.000

F01.020.508A 2MCR-VQ-4502
Rigid Support

Class B

MCSRD-2VQ-202/sht. 1 QAL-14 VT-3 NA 6.000
0.000Va

F01.020.526A 2MCR-WL-4068
Rigid Support

Class B

MCSRD-2WL-207/sht. 1 QAL-14 VT-3 NA 6.000
0.000WL

Total F01.020 Items: 51
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CATEGORY F-A, Supports
DUKE ENERGY CORPORATION
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Inservice Inspection Plan for Interval 3 Outage 6
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** "A", One-Directional, "B", Multi-Directional, "C", Thermal Movement ****
F01.030.153B 2MCA-RN-3382

Rigid Restraint
Class C

MCSRD-2RN-358/sht. 2 QAL-14 VT-3 NA 6.000
0.000RN

F01.030.158A 2MCA-RN-3064
Rigid Support

Class C

MCSRD-2RN-351/sht. 2 QAL-14 VT-3 NA 20.000
0.322RN

F01.030.160C 2MCA-RN-3130 MCSRD-2RN-357/sht. 1 QAL-14 VT-3 NA 20.000

Mech Snubber RN 0.000
Class C

F01.030.161C 2MCA-RN-3124 MCSRD-2RN-357/sht. 2 QAL-14 VT-3 NA 18.000

Mec Snb/Spr Hgr RN 0.000

Class C

F01.030.162A 2MCA-RN-3141 MCSRD-2RN-358/sht. 1 QAL-14 VT-3 NA 8.000
Rigid Support RN 0.000

Class C

F01.030.163A 2MCA-RN-3144 MCSRD-2RN-358/sht. 1 QAL-14 VT-3 NA 8.000

Rigid Support RN 0.000
Class C

F01.030.164A 2MCA-RN-3314
Rigid Support

Class C

MCSRD-2CA-351/sht. 2 QAL-14 VT-3 NA 8.000
0.125RN

F01.030.165A 2MCA-RN-3262
Rigid Support

Class C

MCSRD-2CA-351/sht. 4 QAL-14 VT-3 NA 8.000
0.000RN
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CATEGORY F-A, Supports

M~as3 PipingSupportstEe
ITEM NUMBER ID NUMBER

F01.030.167A 2MCA-RN-3211
Rigid Support

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 6

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
MCSRD-2RN-359/sht. 1 QAL-14 VT-3 NA 8.000

RN 0.000
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Class C

F01.030.168A 2MCA-RN-3205
Rigid Support

Class C

MCSRD-2RN-359/sht. 1 QAL-14 VT-3 NA 8.000
0.000RN

F01.030.169A 2MCA-RN-3364
Rigid Support

Class C

MCSRD-2RN-364/sht. 1 QAL-14 VT-3 NA 6.000
0.000RN

Total F01.030 Items: 11
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CATEGORY F-A, Supports
DUKE ENERGY CORPORATION
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I
ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIAITHK CAL BLOCKS COMMENTS

**** Class 1, 2, and 3 ****
F01.040.001B 2PZR-SKIRT

Rigid Restraint
Class A

MCM 2201.01-15
NC MC-ISIN3-2553-02.00

MCM 2201.01-16

QAL-14

QAL-14

VT-3 NA 0.000
0.000

PRESSURIZER SUPPORT SKIRT.

F01.040.003B 2PZR-SUPPORT
Rigid Restraint

Class A

MC-1 070-6
NC MC-ISIN3-2553-02.00

MC- 1070-22

VT-3 NA 0.000
0.000

PRESSURIZER UPPER AND LOWER SUPPORT
FRAME.

F01.040.004B 2SGA-COLUMN
Rigid Restraint

Class A

MC-1070-4
NC MC-ISIN3-2553-01.00

MC-1070-17

QAL-14 VT-3 NA 0.000
0.000

STEAM GENERATOR 2A SUPPORT COLUMNS (4
ASSEMBLIES).

F01.040.015A 2CBD-SUPPORT
Rigid Support

Class C

MCM 2201.09-0009
NV MC-ISIN3-2554-04.00

QAL-14 VT-3 NA 0.000
0.190

CATION BED DEMINERALIZER SUPPORT.

F01.040.024B 2KDHX-SUPPORT-2B
Rigid Restraint

Class C

MCM 1201.06-42
KD MC-ISIN3-2609-01.01

QAL-14 VT-3 NA 0.000
0.750

DIESEL GENERATOR COOLING WATER HX 2B
SUPPORT. REFERENCE MCM
1201.06-42/SHEETS 1 AND 5.

F01.040.025B 2KDC-SUPPORT-2B
Rigid Restraint

Class C

MCM 1301.00-50
KD MC-ISIN3-2609-01.01

MC-1231-19

QAL-14 VT-3 NA 0.000
0.000

LUBE OIL COOLER 2B SUPPORT.

F01.040.026B 2KDP-SUPPORT-2A
Rigid Restraint

Class C

MCM 1301.00-45
KD MC-ISIN3-2609-01.00

QAL-14 VT-3 NA 0.000
0.000

JACKET WATER PUMP 2A SUPPORT.

F01.040.027B 2LDF-SUPPORT-2A
Rigid Restraint

Class C

MCM 1218.04-03
LD MC-ISIN3-2609-02.00

QAL-14 VT-3 NA 0.000
0.250

LUBE OIL FILTER 2A SUPPORT. REFERENCE
MC-1231 -10 (DETAIL Z) AND MC-1231-3.
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CATEGORY F-A, Supports

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System Plan ReportESuports Other Than Piping Supports

ITEM NUMBER ID NUMBER SYS
F01.040.032B 2RPV-SUPPORT-C

Rigid Restraint NC
Class A

S ISO/DWG NUMBE

MCM 1201.01-078
MC-ISIN3-2553-01.
MCM 1201.01-079

McGuire 2 Page 48

Inservice Inspection Plan for Interval 3 Outage 6 12103/2003

RS PROC INSP REQ MAT/SCH DIAITHK CAL BLOCKS COMMENTS

QAL-14 VT-3 NA 0.000 REACTOR VESSEL SUPPORT. REFERENCE
no 0.000 MCM 1117.00-01 0.

F01.040.033B 2RPV-SUPPORT-D
Rigid Restraint

Class A

MCM 1201.01-078
NC MC-ISIN3-2553-01.00

MCM 1201.01-079

QAL-14 VT-3 NA 0.000
0.000

REACTOR VESSEL SUPPORT. REFERENCE
MCM 1117.00-010.

F01.040.037C 2SGA-LATERALS

Mech Snubber
Class A

MC 1070-05.02
NC MC-ISIN3-2553-01.00

MC 1070-10.01

QAL-14 VT-3 NA 0.000
0.000

STEAM GENERATOR 2A UPPER AND LOWER
LATERAL SUPPORTS AND SNUBBERS.
REFERENCE MCM 1117.03-0056, MC-1 070-44,
AND MC-1070-09.02.

Total F01.040 Items:

Total F01 Items:

11

92
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**** Pipe Rupture Protection ****
G03.001.003 2NC2FW22-6

Circumferential
MCFI-2NC22

NC MC-ISIN3-2553-01.00
NDE-600
PDI-UT-2

UT SS 10.000
1.000

Elbow to
Nozzle

AUGMENTED EXAMINATION. REFERENCE
DOCUMENT SRG-78-001 REV.2 (DISTRIBUTION
CODE MADM-257). *SEE SECTION 8 FOR
CALIBRATION BLOCK REQUIREMENTS.

Class A

G03.001.003A 2NC2FW22-6
Circumferential

Class A

MCFI-2NC22
NC MC-ISIN3-2553-01.00

NDE-35 PT SS 10.000
1.000

Elbow to
Nozzle

AUGMENTED EXAMINATION. REFERENCE
DOCUMENT SRG-78-001 REV.2 (DISTRIBUTION
CODE MADM-257).

G03.001.005 2NC2FW22-10 MCFI-2NC22 NDE-600 UT
Circumferential NC MC-ISIN3-2553-01.00 PDI-UT-2

Class A Elbow to
Pipe

G03.001.005A 2NC2FW22-10 MCFI-2NC22 NDE-35 PT

SS 10.000 * AUGMENTED EXAMINATION. REFERENCE
1.000 DOCUMENT SRG-78-001 REV.2 (DISTRIBUTION

CODE MADM-257). *SEE SECTION 8 FOR
CALIBRATION BLOCK REQUIREMENTS.

SS 10.000 AUGMENTED EXAMINATION. REFERENCE
Circumferential NC MC-ISIN3-2553-01.00 1.000 DOCUMENT SRG-78-001 REV.2 (DISTRIBUTION

CODE MADM-257).Class A Elbow to
Pipe

Total G03.001 Items: 4

Total G03 Items: 4
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**** Elements Subject to Thermal Fatigue ****
R01.011.005 2SGA-OUTLET-W6SE MC-2676-4

Circumferential NC MC-ISIN-2553-01.00
Class A Term end MCM 2201.01-0194

Dissimilar
R01.011.008 2SGD-OUTLET-W6SE MC-2676-4

Circumferential NC MC-ISIN-2553-01.00
Class A Term end MCM 2201.01-0194

Dissimilar

PDI-UT-10 UT SS-CS 31.000 5149697 SEGMENT NC-005.
2.500 5158172 STEAM GENERATOR A OUTLET. NDE-12 / RT

Nozzle to MAY BE USED IN LIEU OF PDI-UT-10 / UT.
Safe End

PDI-UT-10 UT SS-CS 31.000 5149697 SEGMENT NC-008.
2.500 5158172 STEAM GENERATOR D OUTLET. NDE-12 / RT

Nozzle to MAY BE USED IN LIEU OF PDI-UT-1 0 / UT.
Safe End

R01.011.018 2NC2FW16-6
Circumferential

MCFI-2NC16
NC MC-ISIN-2553-01.00

NDE-600
PDI-UT-2

UT SS 6.000
0.719

* SEGMENT NC-032. *SEE SECTION 8 FOR
50211 CALIBRATION BLOCK REQUIREMENTS.

Class A Elbow to
Nozzle

UTR01.01 1.144 2NV2FW180-11
Circumferential

MCFI-2NV180
NV MC-ISIN-2554-01.00

NDE-600
PDI-UT-2

SS 2.000 SEGMENT NV-0201A. *SEE SECTION 8 FOR
0.344 50217 CALIBRATION BLOCK REQUIREMENTS.

Class B Pipe to
Reducer

R01.011.154 2NV2FW178-22
Circumferential

MCFI-2NV1 78
NV MC-ISIN-2554-01.02

NDE-12 RT SS 3.000
0.216

Elbow to
Pipe

SEGMENT NV-084B

Class B

R01.011.155 2RCHPSS-OUT-1
Circumferential

Class B Term end

MCFI-2NV32
NV MC-ISIN-2554-03.00

MCM1201.04-0272

NDE-600
PDI-UT-2

UT SS 4.000 SEGMENT NV-108A.
0.237 TBD RECIPROCATING CHARGING PUMP SUCTION

STABILIZER. *SEE SECTION 8 FOR
CALIBRATION BLOCK REQUIREMENTS.

Nozzle to
Flange

R01.011.157 2RCHPA-OUT-1
Circumferential

Class B

MCFI-2NV69
NV MC-ISIN-2554-03.00

NDE-600
PDI-UT-2

UT SS 3.000
0.438

Pipe to
Flange

* SEGMENT NV-11OA.
TBD RECIPROCATING CHARGING PUMP

ACCUMULATOR OUTLET. *SEE SECTION 8 FOR
CALIBRATION BLOCK REQUIREMENTS.

R01.011.158 2NV2FW69-13
Circumferential

MCFI-2NV69
NV MC-ISIN-2554-03.00

NDE-600
PDI-UT-2

UT SS 3.000 * SEGMENT NV-i1 A. *SEE SECTION 8 FOR
0.438 TBD CALIBRATION BLOCK REQUIREMENTS.

Class B Tee to
Elbow
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R01.011.159 2NV2FW69-20 MCFI-2NV69 NDE-600 UT SS 2.000 * SEGMENT NV-110B. *SEE SECTION 8 FOR

Circumferential NV MC-ISIN-2554-03.00 PDI-UT-2 0.344 50217 CALIBRATION BLOCK REQUIREMENTS.
Class B Reducer to

Pipe

R01.011.201 2RV2FW30-17 MCFI-2RV30 NDE-600 UT CS 12.000 SEGMENT RV-001. *SEE SECTION 8 FOR
Circumferential RV MC-ISIN-2604-03.00 PDI-UT-1 0.375 50313 CALIBRATION BLOCK REQUIREMENTS.

Class B Elbow to
Pipe

R01.011.202 2RV2FW30-27 MCFI-2RV30 NDE-600 UT CS 12.000 SEGMENT RV-002. *SEE SECTION 8 FOR
Circumferential RV MC-ISIN-2604-03.00 PDI-UT-1 0.375 50313 CALIBRATION BLOCK REQUIREMENTS.

Class B Pipe to
Flange

R01.011.203 2RV2FW30-13 MCFI-2RV30 NDE-600 UT CS 12.000 * SEGMENT RV-012. *SEE SECTION 8 FOR
Circumferential RV MC-ISIN-2604-03.00 PDI-UT-1 0.375 50313 CALIBRATION BLOCK REQUIREMENTS.

Class B Flange to
Pipe

R01.011.204 2RV2FW30-2 MCFI-2RV30 NDE-600 UT CS 12.000 * SEGMENT RV-01 3. *SEE SECTION 8 FOR
Circumferential NV MC-ISIN-2604-03.00 PDI-UT-1 0.375 50313 CALIBRATION BLOCK REQUIREMENTS.

Class B Pipe to
Elbow

R01.011.301 2WL2FW29-20 MCFI-2WL29 NDE-12 RT SS 4.000 SEGMENT WL-002A.
Circumferential WL MC-ISIN-2565-01.00 0.120

Class B Elbow to
Pipe

Total R01.011 Items: 14

**** Elements Subject to Corrosive, Erosive, or Cavitation Wastage ****

R01.013.003 2RV2FW30-13 MCFI-2RV30 NDE-946 UT CS 12.000 STEP SEGMENT RV-012.
Circumferential RV MC-ISIN-2604-03.00 0.375 WEDGE EXAMINE A 1 FT. LENGTH OF PIPE AT WELD TO

Class B Elbow to DETERMINE WALL THKS.
Pipe

Total R01.013 Items: 1
Total R01 Items: 15
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUME COMMENTS

**** Circumferential ****
B01.021.002 2RPV-WO1

Circumferential

MCM 2201.01-01

NC MCM 2201.01-019

TBD UT CS 0.000
5.300

Head Ring to
Head Cap

TBD BOTTOM HEAD RING PC.02 TO BOTTOM HEAD
CAP PC.01.

Class A

Total B01.021 Items:

**** Meridional ****

B01.022.001 2RPV-W02-01
Longitudinal

1

MCM 2201.01-01
NC MCM 2201.01-019

TBD UT CS 0.000
5.300

Head to
Head

TBD LOWER HEAD MERIDIONAL WELD AT
APPROXIMATELY 210 DEGREES.

Class A

B01.022.002 2RPV-W02-02 MCM 2201.01-01 TBD UT CS 0.000 TBD LOWER HEAD MERIDIONAL WELD AT
Longitudinal NC MCM 2201.01-019 5.300 APPROXIMATELY 150 DEGREES.

Class A Head to
Head

B01.022.003 2RPV-W02-03 MCM 2201.01-01 TBD UT CS 0.000 TBD LOWER HEAD MERIDIONAL WELD AT

Longitudinal NC MCM 2201.01-019 5.300 APPROXIMATELY 90 DEGREES.

Class A Head to
Head

B01.022.004 2RPV-W02-04
Longitudinal

Class A

MCM 2201.01-01
NC MCM 2201.01-019

TBD UT CS 0.000
5.300

TBD LOWER HEAD MERIDIONAL WELD AT
APPROXIMATELY 30 DEGREES.

Head to
Head

B01.022.005

Class A

2RPV-W02-05

Longitudinal

MCM 2201.01-01
NC MCM 2201.01-019

TBD UT CS 0.000 TBD LOWER HEAD MERIDIONAL WELD AT
5.300 APPROXIMATELY 330 DEGREES.

Head to
Head

B01.022.006 2RPV-W02-06
Longitudinal

Class A

MCM 2201.01-01
NC MCM 2201.01-019

TBD UT CS 0.000
5.300

Head to
Head

TBD LOWER HEAD MERIDIONAL WELD AT
APPROXIMATELY 270 DEGREES.

Total B01.022 Items: 6
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B01.030.002 2RPV-W07
Circumferential

Class A

MCM 2201.01-01
NC MCM 2201.01-019

TBD UT CS 0.000 TBD NOZZLE BELT RING PC.06 TO VESSEL FLANGE
10.900 PC.07. UT FROM VESSEL ID.

Nozzle Belt to
Flange

Total BO1.030 Items:
Total B01 Items:

1
12
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ITEM NUMBER ID NUMBER SYS ISO/DWG NUME COMMENTS

**** Nozzle-to-Vessel Welds ****
B03.090.001 2RPV-W11

Circumferential
MCM 2201.01-001

NC MCM 2201.01-019
TBD UT CS 61.500

10.900
Nozzle to
Vessel

TBD INLET NOZZLE PC.1 1 TO NOZZLE BELT RING
PC.06 AT 67 DEGREES. UT FROM VESSEL ID.

Class A

B03.090.001A 2RPV-W11 MCM 2201.01-001 TBD UT CS 61.500 TBD INLET NOZZLE PC.11 TO NOZZLE BELT RING
Circumferential NC MCM 2201.01-019 10.900 PC.06 AT 67 DEGREES. UT FROM NOZZLE ID.

Class A Nozzle to
Vessel

B03.090.002 2RPV-W12 MCM 2201.01-001 TBD UT CS 61.500 TBD INLET NOZZLE PC.12 TO NOZZLE BELT RING
Circumferential NC MCM 2201.01-019 10.900 PC.06 AT 113 DEGREES. UT FROM VESSEL ID.

Class A Nozzle to
Vessel

B03.090.002A 2RPV-W12 MCM 2201.01-001 TBD UT CS 61.500 TBD INLET NOZZLE PC.12 TO NOZZLE BELT RING
Circumferential NC MCM 2201.01-019 10.900 PC.06 AT 113 DEGREES. UT FROM NOZZLE ID.

Class A Nozzle to
Vessel

603.090.003 2RPV-W13 MCM 2201.01-001 TBD UT CS 61.500 TBD INLET NOZZLE PC.13 TO NOZZLE BELT RING
Circumferential NC MCM 2201.01-019 10.900 PC.06 AT 247 DEGREES. UT FROM VESSEL ID.

Class A Nozzle to
Vessel

B03.090.003A 2RPV-W13 MCM 2201.01-001 TBD UT CS 61.500 TBD INLET NOZZLE PC.13 TO NOZZLE BELT RING
Circumferential NC MCM 2201.01-019 10.900 PC.06 AT 247 DEGREES. UT FROM NOZZLE ID.

Class A Nozzle to
Vessel

B03.090.004 2RPV-W14 MCM 2201.01-001 TBD UT CS 61.500 TBD INLET NOZZLE PC.14 TO NOZZLE BELT RING
Circumferential NC MCM 2201.01-019 10.900 PC.06 AT 293 DEGREES. UT FROM VESSEL ID.

Class A Nozzle to
Vessel

B03.090.004A 2RPV-W14 MCM 2201.01-001 TBD UT CS 61.500 TBD INLET NOZZLE PC.14 TO NOZZLE BELT RING
Circumferential

Class A
NC MCM 2201.01-019 10.900 PC.06 AT 293 DEGREES. UT FROM NOZZLE ID.

Nozzle to
Vessel
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B03.090.005 2RPV-W15 MCM 2201.01-001 TBD UT CS 52.900 TBD OUTLET NOZZLE PC.15 TO NOZZLE BELT RING

Circumferential NC MCM 2201.01-019 10.900 PC.06 AT 22 DEGREES. UT FROM VESSEL ID.
Class A Nozzle to

Vessel

B03.090.005A 2RPV-W15 MCM 2201.01-001 TBD UT CS 52.900 TBD OUTLET NOZZLE PC.15 TO NOZZLE BELT RING
Circumferential NC MCM 2201.01-019 10.900 PC.06 AT 22 DEGREES. UT FROM NOZZLE ID.

Class A Nozzle to
Vessel

B03.090.006 2RPV-W16 MCM 2201.01-001 TBD UT CS 52.900 TBD OUTLET NOZZLE PC.16 TO NOZZLE BELT RING
Circumferential NC MCM 2201.01-019 10.900 PC.06 AT 158 DEGREES. UT FROM VESSEL ID.

Class A Nozzle to
Vessel

B03.090.006A 2RPV-W16 MCM 2201.01-001 TBD UT CS 52.900 TBD OUTLET NOZZLE PC.16 TO NOZZLE BELT RING
Circumferential NC MCM 2201.01-019 10.900 PC.06 AT 158 DEGREES. UT FROM NOZZLE ID.

Class A Nozzle to
Vessel

B03.090.007 2RPV-W17 MCM 2201.01-001 TBD UT CS 52.900 TBD OUTLET NOZZLE PC.17 TO NOZZLE BELT RING
Circumferential NC MCM 2201.01-019 10.900 PC.06 AT 202 DEGREES. UT FROM VESSEL ID.

Class A Nozzle to
Vessel

B03.090.007A 2RPV-W17 MCM 2201.01-001 TBD UT CS 52.900 TBD OUTLET NOZZLE PC.17 TO NOZZLE BELT RING
Circumferential NC MCM 2201.01-019 10.900 PC.06 AT 202 DEGREES. UT FROM NOZZLE ID.

Class A Nozzle to
Vessel

B03.090.008 2RPV-W18 MCM 2201.01-001 TBD UT CS 52.900 TBD OUTLET NOZZLE PC.18 TO NOZZLE BELT RING
Circumferential NC MCM 2201.01-019 10.900 PC.06 AT 338 DEGREES. UT FROM VESSEL ID.

Class A Nozzle to
Vessel

B03.090.008A 2RPV-W18 MCM 2201.01 -001 TBD UT CS 52.900 TBD OUTLET NOZZLE PC.18 TO NOZZLE BELT RING
Circumferential NC MCM 2201.01-019 10.900 PC.06 AT 338 DEGREES. UT FROM NOZZLE ID.

Class A Nozzle to
Vessel

Total B03.090 Items: 16
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COMMENTS

**** Nozzle Inside Radius Section *
B03.100.001 2RPV-W11 MCM 2201.01-001 TBD VT-1 CS 61.500 INLET NOZZLE PC.1 TO NOZZLE BELT RING

Circumferential NC MCM 2201.01-019 10.900 PC.06 AT 67 DEGREES. ENHANCED VISUAL
Class A Nozzle to EXAMINATION WILL BE PERFORMED.

Vessel REFERENCE CODE CASE N-648-1. (INSIDE
RADIUS SECTION)

B03.100.002 2RPV-W12 MCM 2201.01-001 TBD VT-1 CS 61.500 INLET NOZZLE PC.12 TO NOZZLE BELT RING
Circumferential NC MCM 2201.01-019 10.900 PC.06 AT 113 DEGREES. ENHANCED VISUAL

Class A Nozzle to EXAMINATION WILL BE PERFORMED.
Vessel REFERENCE CODE CASE N-648-1. (INSIDE

RADIUS SECTION)

B03.100.003 2RPV-W13 MCM 2201.01-001 TBD VT-1 CS 61.500 INLET NOZZLE PC.13 TO NOZZLE BELT RING
Circumferential NC MCM 2201.01-019 10.900 PC.06 AT 247 DEGREES. ENHANCED VISUAL

Class A Nozzle to EXAMINATION WILL BE PERFORMED.
Vessel REFERENCE CODE CASE N-648-1. (INSIDE

RADIUS SECTION)

B03.100.004 2RPV-W14 MCM 2201.01-001 TBD VT-1 CS 61.500 INLET NOZZLE PC.14 TO NOZZLE BELT RING
Circumferential NC MCM 2201.01-019 10.900 PC.06 AT 293 DEGREES. ENHANCED VISUAL

Class A Nozzle to EXAMINATION WILL BE PERFORMED.
Vessel REFERENCE CODE CASE N-648-1. (INSIDE

RADIUS SECTION)

B03.100.005 2RPV-W15
Circumferential

MCM 2201.01-001
NC MCM 2201.01-019

TBD VT-1 CS 52.900
10.900

Class A Nozzle to
Vessel

OUTLET NOZZLE PC.15 TO NOZZLE BELT RING
PC.06 AT 22 DEGREES. ENHANCED VISUAL
EXAMINATION WILL BE PERFORMED.
REFERENCE CODE CASE N-648-1. (INSIDE
RADIUS SECTION)

OUTLET NOZZLE PC.16 TO NOZZLE BELT RING
PC.06 AT 158 DEGREES. ENHANCED VISUAL
EXAMINATION WILL BE PERFORMED.
REFERENCE CODE CASE N-648-1. (INSIDE
RADIUS SECTION)

B03.100.006 2RPV-W16 MCM 2201.01-001
Circumferential NC MCM 2201.01-019

Class A

TBD VT-1 CS 52.900
10.900

Nozzle to
Vessel

B03.100.007 2RPV-W17
Circumferential

Class A

MCM 2201.01-001
NC MCM 2201.01-019

TBD VT-1 CS 52.900
10.900

Nozzle to
Vessel

OUTLET NOZZLE PC.17 TO NOZZLE BELT RING
PC.06 AT 202 DEGREES. ENHANCED VISUAL
EXAMINATION WILL BE PERFORMED.
REFERENCE CODE CASE N-648-1. (INSIDE
RADIUS SECTION)
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B03.100.008 2RPV-W18 MCM 2201

Circumferential NC MOM 2201
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RS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

TBD VT-1 CS 52.900 OUTLET NOZZLE PC.18 TO NOZZLE BELT RING
10.900 PC.06 AT 330 DEGREES. ENHANCED VISUAL

Nozzle to EXAMINATION WILL BE PERFORMED.
Vessel REFERENCE CODE CASE N-648-1. (INSIDE

RADIUS SECTION)

Class A

Total B03.100 Items:
Total B03 Items:

8
24
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**** Flange Surface, when connection disassembled ****
B06.100.001 2SGA-MW-Y1 -X1 MCM 2201.01-0194

NC MCM 2201.01-0126
QAL-13 VT-1 CS 0.000

0.000
STEAM GENERATOR 2A PRIMARY INLET
MANWAY FLANGE SURFACE. Y1-X1
QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

Class A

B06.100.002 2SGA-MW-X1 -Y2 MCM 2201.01-0194
NC MCM 2201.01-0126

QAL-13 VT-1 CS 0.000
0.000

STEAM GENERATOR 2A PRIMARY OUTLET
MANWAY FLANGE SURFACE. X1-Y2
QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

Class A

B06.100.003 2SGB-MW-Y1 -X2 MCM 2201.01-0194
NC MCM 2201.01-0127

QAL-13 VT-1 CS 0.000
0.000

STEAM GENERATOR 2B PRIMARY INLET
MANWAY FLANGE SURFACE. Y1-X2
QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

Class A

B06.100.004 2SGB-MW-X2-Y2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2B PRIMARY OUTLET
NC MCM 2201.01-0127 0.000 MANWAY FLANGE SURFACE. X2-Y2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.005 2SGC-MW-Y1-X1 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2C PRIMARY INLET
NC MCM 2201.01-0126 0.000 MANWAY FLANGE SURFACE. Y1-X1

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.006 2SGC-MW-X1-Y2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2C PRIMARY OUTLET
NC MCM 2201.01-0126 0.000 MANWAY FLANGE SURFACE. X1-Y2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.007 2SGD-MW-Y1-X2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2D PRIMARY INLET
NC MCM 2201.01-0127 0.000 MANWAY FLANGE SURFACE. Y1-X2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

B06.100.008 2SGD-MW-X2-Y2 MCM 2201.01-0194 QAL-13 VT-1 CS 0.000 STEAM GENERATOR 2D PRIMARY OUTLET
NC MCM 2201.01-0127 0.000 MANWAY FLANGE SURFACE. X2-Y2

Class A QUADRANT. INSPECT WHEN CONNECTION
DISASSEMBLED.

Total B06.100 Items: 8
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**** Nuts, Bushings, and Washers ****
B06.110.001 2SGA-MW-Y1 -X1 MCM 2201.01-0126 QAL-13 VT-1 CS 2.500

NC MCM 2201.01-0172 0.000
Class A

B06.110.002 2SGA-MW-X1-Y2 MCM 2201.01-0126 QAL-13 VT-1 CS 2.500

STEAM GENERATOR 2A PRIMARY INLET
MANWAY NUTS. 20 NUTS. Y1-X1 QUADRANT.

STEAM GENERATOR 2A PRIMARY OUTLET
MANWAY NUTS. 20 NUTS. X1-Y2 QUADRANT.NC MCM 2201.01-0172 0.000

Class A

B06.110.007 2SGD-MW-Y1-X2 MCM 2201.01-0127
NC MCM 2201.01-0172

QAL-13 VT-1 CS 2.500
0.000

STEAM GENERATOR 2D PRIMARY INLET
MANWAY NUTS. 20 NUTS. Y1-X2 QUADRANT.

Class A

B06.110.008 2SGD-MW-X2-Y2 MCM 2201.01-0127
NC MCM 2201.01-0172

QAL-13 VT-1 CS 2.500
0.000

STEAM GENERATOR 2D PRIMARY OUTLET
MANWAY NUTS. 20 NUTS. X2-Y2 QUADRANT.

Class A

Total B06.110 Items: 4
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COMMENTS

**** Flange Surface, when connection disassembled ****
B06.190.001 2RCP-2A-FLANGE MCM 2201.01-084 QAL-13 VT-1 SS 0.000

0.000
REACTOR COOLANT PUMP 2A MAIN FLANGE.
INSPECT WHEN CONNECTION DISASSEMBLED.NC

Class A

B06.190.002 2RCP-2B-F LANGE MCM 2201.01-084 QAL-13 VT-1 SS 0.000
0.000

REACTOR COOLANT PUMP 2B MAIN FLANGE.
INSPECT WHEN CONNECTION DISASSEMBLED.NC

Class A

B06.190.003 2RCP-2C-FLANGE MCM 2201.01-084 QAL-13 VT-1 SS 0.000
0.000

REACTOR COOLANT PUMP 2C MAIN FLANGE.
INSPECT WHEN CONNECTION DISASSEMBLED.NC

Class A

B06.190.004 2RCP-2D-FLANGE MCM 2201.01-084 QAL-13 VT-1 SS 0.000
0.000

REACTOR COOLANT PUMP 2D MAIN FLANGE.
INSPECT WHEN CONNECTION DISASSEMBLED.NC

Class A

Total B06.190 Items: 4

Total B06 Items: 16
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**** Bolts, Studs, and Nuts ****
B07.070.002A 2Nl-70 MCFI-2N118

NI MC-ISIN3-2562-02.00
MCM 1205.00-0009

QAL-13 VT-1 SS 1.875
0.000

10" VALVE. EXAMINE ALL STUDS AND NUTS.
INSPECT ONLY ONE VALVE IN THIS GROUP PER
INTERVAL.Class A

B07.070.003B 2NI-1 29 MCFI-2NI26
NI MC-ISIN3-2562-03.00

MCM 1205.00-0006

QAL-13 VT-1 SS 1.875
0.000

8" VALVE. EXAMINE ALL STUDS AND NUTS.
INSPECT ONLY ONE VALVE IN THIS GROUP PER
INTERVAL.Class A

B07.070.004C 2N1-180 MCFI-2NI 15
NI MC-ISIN3-2562-03.01

MCM 1205.36-0028

QAL-13 VT-1 SS 1.250
0.000

6" VALVE. EXAMINE ALL STUDS AND NUTS.
INSPECT ONLY ONE VALVE IN THIS GROUP PER
INTERVAL.Class A

Total B07.070 Items: 3
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**** Bolts, Studs, and Nuts ****
B07.080.001 2CRD-HOUSING MCM 2201.01-21

NC 30738-1541
QAL-13 VT-1 SS 6.000

0.000
THREADED HOUSING WITH SEAL WELD.
EXAMINE ONLY CRD BOLTING THAT IS RE-USED
WHEN HOUSING IS DISASSEMBLED.Class A

Total B07.080 Items:
Total B07 Items:

1

4
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ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Pump Casing ****
B1 2.020.001 2RCP-2A MCM 2201.01-0084

NC MC-ISIN3-2553-01.00
QAL-14 VT-3 SS 77.000

4.500
Class A

REACTOR COOLANT PUMP 2A CASING
INTERNAL SURFACES. ONLY ONE PUMP
REQUIRED TO BE EXAMINED THIS INTERVAL.
INSPECT ONLY IF PUMP IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.020.002 2RCP-2B MCM 2201.01-0084
NC MC-ISIN3-2553-01.00

QAL-14 VT-3 SS 77.000
4.500

Class A

REACTOR COOLANT PUMP 2B CASING
INTERNAL SURFACES. ONLY ONE PUMP
REQUIRED TO BE EXAMINED THIS INTERVAL.
INSPECT ONLY IF PUMP IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.020.003 2RCP-2C MCM 2201.01-0084 QAL-14 VT-3 SS 77.000 REACTOR COOLANT PUMP 2C CASING
NC MC-ISIN3-2553-01.00 4.500 INTERNAL SURFACES. ONLY ONE PUMP

Class A REQUIRED TO BE EXAMINED THIS INTERVAL.
INSPECT ONLY IF PUMP IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.020.004 2RCP-2D MCM 2201.01-0084 QAL-14 VT-3 SS 77.000 REACTOR COOLANT PUMP 2D CASING
NC MC-ISIN3-2553-01.00 4.500 INTERNAL SURFACES. INSPECT ONLY IF PUMP

Class A IS DISASSEMBLED FOR MAINTENANCE,
REPAIR, OR VOLUMETRIC EXAMINATION.

Total B12.020 Items: 4
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ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Valve Body, Exceeding NPS 4 ****
B12.050.001A 2NC-1

r
Class A

MCFI-2NC53
NC MC-ISIN3-2553-02.00

MCM 1205.09-0001 120

QAL-14 VT-3 SS 6.000
0.000

6" CROSBY RELIEF VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NC-1, 2NC-2, OR
2NC-3 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.001B 2NC-2 MCFI-2NC53 QAL-14 VT-3 SS 6.000 6"CROSBYRELIEFVALVE. INSPECT ONE OF
NC MC-ISIN3-2553-02.00 0.000 THE FOLLOWING VALVES: 2NC-1, 2NC-2, OR

Class A MCM 1205.09-0001 2NC-3 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.001C 2NC-3 MCFI-2NC53 QAL-14 VT-3 SS 6.000 6" CROSBY RELIEF VALVE. INSPECT ONE OF
NC MC-ISIN3-2553-02.00 0.000 THE FOLLOWING VALVES: 2NC-1, 2NC-2, OR

Class A MCM 1205.09-0001 2NC-3 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.002A 2ND-1B MCFI-2ND1 QAL-14 VT-3 SS 14.000 14" WALWORTH GATE VALVE. INSPECT ONE
ND MC-ISIN3-2561-01.00 0.000 OF THE FOLLOWING VALVES: 2ND-1 B OR

Class A MCM 1205.00-0010 2ND-2AC ONLY IF VALVE IS DISASSEMBLED
FOR MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.002B 2ND-2AC MCFI-2ND1 QAL-14 VT-3 SS 14.000 14" WALWORTH GATE VALVE. INSPECT ONE
ND MC-ISIN3-2561 -01.00 0.000 OF THE FOLLOWING VALVES: 2ND-1 B OR

Class A MCM 1205.00-0010 2ND-2AC ONLY IF VALVE IS DISASSEMBLED
FOR MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.003A 2NI-54A MCFI-2NI18 QAL-14 VT-3 SS 10.000 10" CRANE-ALOYCO GATE VALVE. INSPECT
NI MC-ISIN3-2562-02.00 0.000 ONE OF THE FOLLOWING VALVES: 2NI-54A,

Class A MCM 1205.00-0012 2NI-65B, 2NI-76A, OR 2NI-88B ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

B12.050.003B 2NI-65B MCFI-2NI 18

NI MC-ISIN3-2562-02.00
MCM 1205.00-0012

QAL-14 VT-3 SS 10.000
0.000

10" CRANE-ALOYCO GATE VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-54A,
2NI-65B, 2NI-76A, OR 2NI-88B ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

Class A
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COMMENTS

10" CRANE-ALOYCO GATE VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-54A,
2NI-65B, 2NI-76A, OR 2NI-88B ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

ID NUMBER

B12.050.003C 2NI-76A

Class A

SYS ISO/DWG NUMBERS

MCFI-2NI17
NI MC-ISIN3-2562-02.01

MCM 1205.00-0012

PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS

QAL-14 VT-3 SS 10.000
0.000

B12.050.003D 2NI-88B MCFI-2NI19 QAL-14 VT-3 SS 10.000 10" CRANE-ALOYCO GATE VALVE. INSPECT

NI MC-ISIN3-2562-02.01 0.000 ONE OF THE FOLLOWING VALVES: 2NI-54A,
Class A MCM 1205.00-0012 2NI-65B, 2NI-76A, OR 2NI-88B ONLY IF VALVE IS

DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

B12.050.004A 2NI-59 MCFI-2NI18 QAL-14 VT-3 SS 10.000 10" ATWOOD & MORRILL CHECK VALVE.

NI MC-ISIN3-2562-02.00 0.000 INSPECT ONE OF THE FOLLOWING VALVES:
Class A MCM 1205.36-0011 2N1-59, 2NI-60, 2NI-70, 2N1-71, 2NI-81, 2NI-82,

2NI-93, OR 2NI-94 ONLY IF VALVE IS
DISASSEMBLED FOR MAINTENANCE, REPAIR,
OR VOLUMETRIC EXAMINATION.

B12.050.004B 2NI-60 MCFI-2NI18
NI MC-ISIN3-2562-02.00

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004C 2NI-70 MCFI-2NI 18
NI MC-ISIN3-2562-02.00

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004D 2NI-71

Class A

MCFI-2NI18
NI MC-ISIN3-2562-02.00

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.
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ID NUMBER SYS ISO/DWG NUMBERS PROC
QAL-14

INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
B12.050.004E 2NI-81 MCFI-2NI17 VT-3 SS 10.000

0.000NI MC-ISIN3-2562-02.01
Class A MCM 1205.00-0009

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004F 2NI-82 MCFI-2NI17
NI MC-ISIN3-2562-02.01

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004G 2NI-93 MCFI-2NI19
NI MC-ISIN3-2562-02.01

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.004H 2NI-94 MCFI-2NI 19
NI MC-ISIN3-2562-02.01

MCM 1205.00-0009

QAL-14 VT-3 SS 10.000
0.000

Class A

10" ALOYCO CHECK VALVE. INSPECT ONE OF
THE FOLLOWING VALVES: 2NI-59, 2NI-60,
2NI-70, 2NI-71, 2NI-81, 2NI-82, 2NI-93, OR 2NI-94
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.005A 2NI-125 MCFI-2NI26
NI MC-ISIN3-2562-03.00

MCM 1205.00-0006

QAL-14 VT-3 SS 8.000
0.000

8" WALWORTH CHECK VALVE. INSPECT ONE
OF THE FOLLOWING VALVES: 2NI-125 OR
2NI-129 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

Class A

B12.050.005B 2NI-129

Class A

MCFI-2NI26
NI MC-ISIN3-2562-03.00

MCM 1205.00-0006

QAL-14 VT-3 SS 8.000
0.000

8" WALWORTH CHECK VALVE. INSPECT ONE
OF THE FOLLOWING VALVES: 2NI-125 OR
2NI-129 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.
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2NI-1 26

SYS ISO/DWG NUMBE

MCFI-2NI85
NI MC-ISIN3-2562.03.

COMMENTS

00

QAL-14 VT-3 SS 6.000
0.000

Class A MCM 1205.00-0005

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B1 2.050.006B 2NI-1 34 MCFI-2NI85
NI MC-ISIN3-2562-03.00

MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

Class A

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006C 2NI-852 MCFI-2NI 115
NI MC-ISIN3-2562-03.00

MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

Class A

B12.050.006D 2NI-853 MCFI-2NI1 16
NI MC-ISIN3-2562-03.00

MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

Class A

6' CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006E 2NI-175 MCFI-2NI1 14 QAL-14 VT-3 SS 6.000
0.000NI MC-ISIN3-2562-03.01

MCM 1205.00-0005Class A

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.006F 2NI-176 MCFI-2NI12 QAL-14 VT-3 SS 6.000
0.000NI MC-ISIN3-2562-03.01

MCM 1205.00-0005Class A

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-1 26,
2NI-1 34, 2N1-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.
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MCFI-2NI16
NI MC-ISIN3-2562-03.01

MCM 1205.00-0005

QAL-14 VT-3 SS 6.000
0.000

Class A

6" CRANE-ALOYCO CHECK VALVE. INSPECT
ONE OF THE FOLLOWING VALVES: 2NI-126,
2NI-134, 2NI-852, 2NI-853, 2NI-175, 2NI-176, OR
2NI-181 ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

B12.050.007A 2NI-180 MCFI-2NI 15
NI MC-ISIN3-2562-03.01

MCM 1205.36-0028

QAL-14 VT-3 SS 6.000
0.000

6" WESTINGHOUSE CHECK VALVE. INSPECT
ONLY IF VALVE IS DISASSEMBLED FOR
MAINTENANCE, REPAIR, OR VOLUMETRIC
EXAMINATION.

Class A

Total B12.050 Items: 27
Total B12 Items: 31
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**** Vessel Interior ****
B13.010.001 2RPV-INTERIOR MCM 2201.01-0001

NC MC-ISIN3-2553-01.00
QAL-14 VT-3 SS 0.000

0.000

Class A

REACTOR VESSEL INTERIOR. AREAS TO BE
EXAMINED SHALL INCLUDE THE SPACES
ABOVE AND BELOW THE REACTOR CORE THAT
ARE MADE ACCESSIBLE FOR EXAMINATION BY
REMOVAL OF COMPONENTS DURING NORMAL
REFUELING OUTAGES. INSPECT EACH
INSPECTION PERIOD.

Total B13.010 Items: 1
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**** Interior Attachments Beyond Beltline Region ****
B13.060.001 2RPV-CLEVIS MCM 2201.01-0001

NC MC-ISIN3-2553-01.00
MCM 2201.01-20/sht.4

QAL-14 VT-3 SS 0.000
0.000

6 CLEVIS LOCATED ON THE REACTOR VESSEL
LOWER SHELL AT APPROXIMATELY 60 DEGREE
INTERVALS. INTERIOR ATTACHMENTS BEYOND
THE BELTLINE REGION.

Class A

B1 3.060.002 2RPV-INCORE MCM 2201.01-0001
NC MC-ISIN3-2553-01.00

MCM 2201.01-0003

QAL-14 VT-3 SS 0.000
0.000

56 INCORE INSTRUMENTATION NOZZLES
LOCATED ON THE BOTTOM HEAD. INTERIOR
ATTACHMENTS BEYOND THE BELTLINE
REGION.

Class A

Total B13.060 Items: 2
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**** Core Support Structure ****
B13.070.001 2RPV-CORE-SUP MCM 2201.01-0004

NC MC-ISIN3-2553-01.00
QAL-14 VT-3 SS 0.000

0.000
REACTOR VESSEL CORE SUPPORT
STRUCTURE. THE STRUCTURE SHALL BE
REMOVED FROM THE REACTOR VESSEL FOR
EXAMINATION.

Class A

Total B13.070 Items: 1

Total B13 Items: 4



EOC 22

CATEGORY C-A. Pressure Retaining Welds In

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management SystemPressure Vessels

Shell Circumferential Welds

ITEM NUMBER ID NUMBER

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 7

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIAfTHK CAL BLOCKS COMMENTS

Plan Report
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12103/2003

C01.010.050 2RHRHX-2A-3-4
Circumferential

Class B

MCM 1201.06-22
ND MC-ISIN3-2561-01.00

NDE-12 RT SS 35.750
0.750

Nozzle Belt to
Flange

RESIDUAL HEAT REMOVAL HEAT EXCHANGER
2A.

Total C01.010 Items: 1



EOC 22 (
CATEGORY C-A, Pressure
Pressure Vessels
*Head Circumferential Welds

E
ITEM NUMBER ID NUMBER

Retaining Welds In
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 7

3ERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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12/03/2003

SYS ISO/DWG NUME

C01.020.001 2SGC-W144
Circumferential

Class B

MCM 2201.01-0207
NC MC-ISIN3-2591.01-01

NDE-620
See Corn

UT CS 0.000 5139385 STEAM GENERATOR 2C. DEPENDING UPON
4.125 50236A EXAMINER'S QUALIFICATIONS PROCEDURE

Steam Drum to PDI-UT-6 MAY BE USED IN LIEU OF PROCEDURE
Steam Drum Head NDE-620.

C01.020.030 2RHRHX-2A-2-3 MCM 1201.06-22 NDE-12 RT SS 35.750 RESIDUAL HEAT REMOVAL HEAT EXCHANGER
Circumferential ND MC-ISIN3-2561-01.00 0.750 2A.

Class B Nozzle Belt to
Head

C01.020.080 2RCHPA-10-1 MCM 1201.04-197 NDE-3630 UT SS 6.660 50319 RECIPROCATING CHARGING PUMP
Circumferential NV MC-ISIN3-2554-03.00 0.495 ACCUMULATOR.

Class B Shell to
Head

Total C01.020 Items: 3
Total C01 Items: 4



EOC 22

CATEGORY C-B, Pressure Retaining Nozzle
Welds In Vessels
*Nozzles With Reinforcing Plate in Vessels > 1/2

in. Nom. Thickness
ITEM NUMBER ID NUMBER SYS ISO/DWG IN

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 7

NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 24

12/03/2003

**** Reinforcing Plate Welds to Nozzle and Vessel ****
C02.031.001 2RHRHX-2A-INLET MCM 1201.06-22

Circumferential ND MC-ISIN3-2561-01.00
NDE-35 PT SS 14.000

0.750
RESIDUAL HEAT REMOVAL HEAT EXCHANGER
2A INLET NOZZLE A AND REINFORCING PAD.

Class B Nozzle Reinforcing Pad to
Shell

NDE-35 PT SS 1 aC02.031.002 2RHRHX-2A-OUTLET MCM 1201.06-22
Circumferential ND MC-ISIN3-2561-01.00

Class B

Total C02.031 Items: 2

(

4.000
0.750

RESIDUAL HEAT REMOVAL HEAT EXCHANGER
2A OUTLET NOZZLE B AND REINFORCING PAD.

Nozzle Reinforcing Pad to
Shell

Total C02 Items: 2



EOC 22
DUKE ENERGY CORPORATION

CATEGORY C-C, Welded Attachments For INSERVICE INSPECTION PLAN MANAGEMENT
Vessels, Piping, Pumps, And Valves Inservice Inspection Database Management System

*PE~inq McGuire 2
Inservice Inspection Plan for Interval 3 Outage 7

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

(

Plan Report
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12/03/2003

**** Welded Attachments ****
C03.020.032 2MCA-NI-5048

Rigid Support
Class B

MCSRD-2NI-350/sht. 3 NDE-35
NI MC-ISIN3-2562-03.00

2MCA-NI-5048

PT SS 4.000
0.125

WELDED ATTACHMENT. INSPECT WITH
F01.020.182A.

Total C03.020 Items:
Total C03 Items:

1

1



(EOC 22

CATEGORY C-G, Pressure Retaining Welds In
Pumps And Valves

ITEM NUMBER ID NUMBER

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 7

Plan Report
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SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Valve Body Welds ****
C06.020.002A 2CF0126B-1

Circumferential
Class B

MCM 1205.00-0989
CF MC-ISIN3-2591-01.01

NDE-25 MT CS 6.000
0.000

Valve Body to
Valve Body

ITEM # 6J-026. INSPECT ONE VALVE IN THIS
GROUP (2A-2D) PER INTERVAL.

-

Total C06.020 Items:
Total C06 Items:

1

1



EOC 22

CATEGORY D-A, Welded Attachments For

(

Vessels, Piping, Pumps, And Valves
Pressure Vessels

ITEM NUMBER ID NUMBER SYS I

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 7

Plan Report
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12/03/2003

SO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Welded Attachments ****
D01.010.009 2VGTK-SUPPORT-2A1

Rigid Restraint
Class C

MCM 1301.00-80
VG MC-ISIN3-2609-04.00

QAL-13 VT-1 NA 0.000
0.312

DIESEL GENERATOR STARTING AIR TANK 2A1
SUPPORT SKIRT. WELDED ATTACHMENT.
INSPECT WITH F01.040.028B.

-

Total D01.010 Items: 1



EOC 22 (
DUKE ENERGY CORPORATION

CATEGORY D-A, Welded Attachments For INSERVICE INSPECTION PLAN MANAGEMENT

Vessels, Piping, Pumps, And Valves Inservice Inspection Database Management System
McGuire 2

Inservice Inspection Plan for Interval 3 Outage 7

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

(

Plan Report
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12/03/2003

**** Welded Attachments ****
D01.020.021 2MCA-SA-5075

Rigid Support
Class C

MCSRD-2SA-350/sht. 1 QAL-13
SA MC-ISIN-2593-01.02

2MCA-SA-5075

VT-1 NA 6.000
0.218

THIS ITEM WAS INSPECTED IN CLASS B 2nd
INTERVAL. INSPECT WITH F01.030.201A

D01.020.031 2MCA-WN-5101
Rigid Restraint

Class C

MCSRD-2WN-350/sht. 2 QAL-13
WN MC-ISIN-2609-07.00

2MCA-WN-5101

VT-1 NA 8.000
0.500

INSPECT WITH F01.030.226B.

-

Total D01.020 Items:
Total D01 Items:

2
3



EOC 22 (
CATEGORY F-A, Supports

IMass 1 PipinN Supports

ITEM NUMBER ID NUMBER

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 7

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS

Plan Report
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12/03/2003

COMMENTS

**** "A", One-Directional, "B", Multi-Directional, "C", Thermal Movement ****
F01.010.090A 2MCR-NI-4527 MCSRD-2NI-201/sht. 1 QAL-14 VT-3 NA 12.000

Rigid Support NI 0.000
Class A

F01.010.112A 2MCR-NV-4318

Rigid Support
Class A

MCSRD-2NV-208/sht. 1 QAL-14 VT-3 NA 2.000
0.000NV

F01.010.113A 2MCR-NV-4381
Rigid Support

Class A

MCSRD-2NV-209/sht. 1 QAL-14 VT-3 NA 1.500
0.000NV

Total F01.010 Items: 3



EOC 22 ( (
CATEGORY F-A, Supports

MClass 2 Piping Supports
E

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 7

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
Page 30

12/03/2003

ITEM NUMBER ID NUMBER

**** "A", One-Directional, "B",
F01.020.009A 2MCA-CA-H 145

Rigid Support
Class B

Multi-Directional, "C", Thermal Movement ****
MCSRD-2CAP/sht. 1 QAL-14

CA
VT-3 NA 6.000

0.000

F01.020.010C 2MCA-CA-H141
Spring Hgr

Class B

MCSRD-2CAP/sht. 1 QAL-14 VT-3 NA 6.000
0.000CA

F01.020.011A 2MCA-CA-H134 MCSRD-2CAP/sht. 1 QAL-14 VT-3 NA 6.000
Rigid Support CA 0.000

Class B

F01.020.106C 2MCA-ND-5482 MCSRD-2FW-350/sht. 5 QAL-14 VT-3 NA 14.000

Mech Snubber ND 0.000
Class B

F01.020.109B 2MCA-ND-6127 MCSRD-2ND-350/sht. 2 QAL-14 VT-3 NA 8.000
Rigid Restraint ND 0.000

Class B

F01.020.110B 2MCA-ND-6130 MCSRD-2ND-350/sht. 2 QAL-14 VT-3 NA 8.000
Rigid Restraint

Class B
ND 0.000

F01.020.113A 2MCA-ND-6220
Rigid Support

Class B

MCSRD-2ND-350/sht. 3 QAL-14 VT-3 NA 8.000
0.000ND

F01.020.114C 2MCA-ND-6280
Hyd Snubber

Class B

MCSRD-2ND-350/sht. 3 QAL-14 VT-3 NA 8.000
0.000ND



EOC 22 (
CATEGORY F-A, Supports

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 7

MClass 2 Piping Supports

ITEM NUMBER ID NUMBER
F01.020.115A 2MCA-ND-5502

Rigid Support

Plan Report
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12/03/2003

SYS ISO/DWG NUMBERS PROC
MCSRD-2ND-350/sht. 3 QAL-14

INSP REQ MAT/SCH
VT-3 NA

DIA/THK CAL BLOCKS COMMENTS
8.000
0.125ND

Class B

F01.020.118B 2MCA-ND-5503 MCSRD-2ND-350/sht. 3 QAL-14 VT-3 NA 8.000
Rigid Restraint ND 0.000

Class B

F01.020.120B 2MCA-ND-6210
Rigid Restraint

Class B

MCSRD-2ND-350/sht. 6 QAL-14 VT-3 NA 8.000
0.000ND

F01.020.123C 2MCA-ND-6009
Spring Hgr

Class B

MCSRD-2ND-362/sht. 2 QAL-14 VT-3 NA 8.000
0.000ND

F01.020.124B 2MCA-ND-6003 MCSRD-2ND-362/sht. 2 QAL-14 VT-3 NA 8.000
Rigid Restraint ND 0.125

Class B

F01.020.134A 2MCA-ND-5017 MCSRD-2ND-350/sht. 7 QAL-14 VT-3 NA 8.000
Rigid Support ND 0.000

Class B

F01.020.151C 2MCA-NI-7003 MCSRD-2FW-350/sht. 4 QAL-14 VT-3 NA 18.000
Spring Hgr NI 0.000

Class B

F01.020.177C 2MCA-NI-7004 MCSRD-2FW-350/sht. 3 QAL-14 VT-3 NA 18.000
Spring Hgr NI 0.000

Class B

F01.020.182A 2MCA-NI-5048 MCSRD-2NI-350/sht. 3 QAL-14 VT-3 NA 4.000 INSPECT WITH C03.020.032.
Rigid Support

Class B
NI 0.125



EOC 22 (

CATEGORY F-A, Supports

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

CPass 2 Piping Supports

ITEM NUMBER ID NUMBER
F01.020.281C 2MCA-NV-5013

Mech Snubber

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 7

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
MCSRD-2NV-350/sht. 2 QAL-14 VT-3 NA 3.000

NV 0.000

Plan Report
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Class B

F01.020.282C 2MCA-NV-5007
Spring Hgr

Class B

.

MCSRD-2NV-350/sht. 2 QAL-14 VT-3 NA 2.000
NV 0.000

F01.020.283C 2MCA-NV-5205
Mech Snubber

Class B

MCSRD-2NV-351/sht. 1 QAL-14 VT-3 NA 3.000
0.000NV

F01.020.284B 2MCA-NV-5104
Rigid Restraint

Class B

MCSRD-2NV-351/sht. 2 QAL-14
NV

VT-3 NA 3.000
0.000

F01.020.285A 2MCA-NV-5225
Rigid Support

Class B

MCSRD-2NV-351/sht. 2 QAL-14 VT-3 NA 3.000
0.000NV

F01.020.286B 2MCA-NV-5216
Rigid Restraint

Class B

MCSRD-2NV-351/sht. 3 QAL-14 VT-3 NA 3.000
0.000NV

F01.020.300A 2MCA-NV-5615 MCSRD-2NV-356/sht. 1 QAL-14 VT-3 NA 6.000
Rigid Support NV 0.000

Class B

F01.020.301A 2MCA-NV-5620 MCSRD-2NV-356/sht. 1 QAL-14 VT-3 NA 3.000
Rigid Support NV 0.000

Class B

F01.020.302A 2MCA-NV-5655 MCSRD-2NV-356/sht. 4 QAL-14 VT-3 NA 4.000
Rigid Support

Class B
NV 0.000



(EOC 22

CATEGORY F-A. SuDmorts
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 7

MClass 2 Piping Supports

ITEM NUMBER ID NUMBER
F01.020.303C 2MCA-NV-5508

Plan Report
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12/03/2003

SYS ISO/DWG NUMBERS PROC
MCSRD-2NV-353/sht. 2 QAL-14

INSP REQ MAT/SCH
VT-3 NA

DIA/THK CAL BLOCKS COMMENTS
4.000
0.000Spring Hgr NV

Class B

F01.020.304C 2MCA-NV-5315
Mec Snb/Spr Hgr

Class B

MCSRD-2NV-353/sht. 3 QAL-14 VT-3 NA 4.000
0.000NV

F01.020.475C 2MCA-SV-H53
Hyd Snubber

Class B

MCSRD-2SVA/sht. 1 QAL-14 VT-3 NA 6.000
0.000SV

F01.020.476C 2MCA-SV-H55
Spring Hgr

Class B

MCSRD-2SVA/sht. 1 QAL-14 VT-3 NA 6.000
0.000SV

F01.020.504A 2MCA-VQ-5017
Rigid Support

Class B

MCSRD-2VQ-350/sht. 1 QAL-14 VT-3 NA 6.000
0.000VQ

Total F01.020 Items: 31



EOC 22 ( (

CATEGORY F-A, Supports

CIass 3 Piping Supports

ITEM NUMBER ID NUMBER

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 7

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

Plan Report
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12/0312003

**** "A", One-Directional, "B", Multi-Directional, "C", Thermal Movement ****
F01.030.156B 2MCA-RN-3115 MCSRD-RN-156/sht. 1 QAL-14 VT-3

Rigid Restraint RN
Class C

NA 36.000
0.000

F01.030.159A 2MCA-RN-3018
Rigid Support

Class C

MCSRD-2RN-351/sht. 1 QAL-14 VT-3 NA 18.000
0.000RN

F01.030.166A 2MCA-RN-3116
Rigid Support

Class C

MCSRD-2RN-358/sht. 2 QAL-14 VT-3 NA 6.000
0.000RN

F01.030.170A 2MCA-RN-3393
Rigid Support

Class C

MCSRD-2RN-364/sht. 1 QAL-14 VT-3 NA 8.000
0.000RN

F01.030.171A 2MCA-RN-3031
Rigid Support

Class C

F01.030.173A 2MCA-RN-3170
Rigid Support

Class C

MCSRD-2RN-351/sht. 1 QAL-14
RN

VT-3 NA 20.000
0.000

NA 10.000
0.000

MCSRD-2RN-358/sht. 1 QAL-14 VT-3
RN

F01.030.174A 2MCA-RN-3188
Rigid Support

Class C

MCSRD-2RN-359/sht. 1 QAL-14 VT-3 NA 10.000
0.000RN

F01.030.175A 2MCA-RN-3330
Rigid Support

Class C

MCSRD-2RV-350/sht. 1 QAL-14 VT-3 NA 10.000
0.000RN



EOC 22 (
CATEGORY F-A, Supports

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 7
*Class 3 Piping Supports

ITEM NUMBER ID NUMBER
F01.030.176A 2MCA-RN-3103

Rigid Support
Class C

Plan Report
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SYS ISO/DWG NUMBERS PROC

MCSRD-RN-156/sht. 1 QAL-14
RN

INSP REQ MAT/SCH

VT-3 NA

DIA/THK CAL BLOCKS COMMENTS

36.000
0.000

F01.030.177A 2MCA-RN-3034

Rigid Support
Class C

MCSRD-2RN-351/sht. 1 QAL-14 VT-3 NA 30.000
0.000RN

F01.030.178A 2MCA-RN-3037
Rigid Support

Class C

MCSRD-2RN-351/sht. 3 QAL-14
RN

VT-3 NA 18.000
0.000

F01.030.179C 2MCA-RN-3027
Spring Hgr

Class C

MCSRD-2RN-351/sht. 1 QAL-14 VT-3 NA 18.000
0.125RN

F01.030.200C 2MCA-SA-5086
Mec Snb/Spr Hgr

Class C

MCSRD-2SA-350/sht. 2 QAL-14 VT-3 NA 6.000
0.000SA

F01.030.201 A 2MCA-SA-5075
Rigid Support

Class C

MCSRD-2SA-350/sht. 1 QAL-14 VT-3 NA 6.000
0.218

THIS ITEM WAS INSPECTED IN CLASS B 2nd
INTERVAL. INSPECT WITH D01.020.021SA

F01.030.225C 2MCA-WN-5005

Spring Hgr
Class C

MCSRD-2WN-350/sht. 1 QAL-14 VT-3 NA 6.000
0.000WN

F01.030.226B 2MCA-WN-5101
Rigid Restraint

Class C

MCSRD-2WN-350/sht. 2 QAL-14 VT-3 NA 8.000
0.500

INSPECT WITH D01.020.031.

WN

F01.030.227A 2MCA-WN-5003
Rigid Support

Class C

MCSRD-2WN-350/sht. 1 QAL-14 VT-3 NA 8.000
0.000WN



EOC 22 (

CATEGORY F-A, Supports

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 7

Class 3 Piping Supports

ITEM NUMBER ID NUMBER

Plan Report
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F01.030.228C 2MCA-WN-5001
Mech Snubber

Class C

SYS ISO/DWG NUMBERS PROC
MCSRD-2WN-350/sht. 1 QAL-14

WN

INSP REQ MAT/SCH DIA/THK CAL BLOCKS
VT-3 NA 8.000

COMMENTS

0.237

Total F01.030 Items: 18



EOC 22

CATEGORY F-A. Supports

(
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 7

; ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

ISupports Other Than Piping Supports

ITEM NUMBER ID NUMBER SYE

Plan Report
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12/03/2003

**** Class 1, 2, and 3 ****
F01.040.028B 2VGTK-SUPPORT-2A1 MCM 1301.00-80 QAL-14 VT-3 NA 0.000

0.312
DIESEL GENERATOR STARTING AIR TANK 2A1
SUPPORT SKIRT.Rigid Restraint VG MC-ISIN3-2609-04.00

Class C

F01.040.029B 2WNP-SUPPORT-2B3
Rigid Restraint

Class C

MCM 1203.04-74
WN MC-ISIN3-2609-07.00

MC-1231-20

QAL-14 VT-3 NA 0.000
0.000

DIESEL GENERATOR SUMP PUMP 2B3
SUPPORT.

F01.040.036B 2CAPTD-SUPPORT
Rigid Restraint

Class C

MCM 1201.05-0218
CA MC-ISIN3-2592-01.01

QAL- 1 4 VT-3 NA 0.000
0.000

AUXILLARY FEEDWATER PUMP TURBINE
DRIVEN SUPPORT.

F01.040.040B 2LDST-SUPPORT-2A
Rigid Restraint

Class C

MCM 1218.01-0036
LD MC-ISIN3-2609-02.00

QAL-14 VT-3 NA 0.000
0.000

DIESEL GENERATOR LUBE OIL INTAKE
STRAINER 2A SUPPORT.

Total F01.040 Items: 4
Total F01 Items: 56



EOC 22 (

CATEGORY AUG. Augmented Inspections
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 7

WAarented Examina tion

ITEM NUMBER ID NUMBER

**** Pipe Rupture Protection ****
G03.001.006 2NC2FW22-11

Circumferential

Plan Report
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SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

MCFI-2NC22
NC MC-ISIN3-2553-01.00

NDE-600
PDI-UT-2

UT Ss 10.000
1.000

Pipe to
Elbow

AUGMENTED EXAMINATION. REFERENCE
DOCUMENT SRG-78-001 REV.2 (DISTRIBUTION
CODE MADM-257). *SEE SECTION 8 FOR
CALIBRATION BLOCK REQUIREMENTS.

Class A

G03.001.006A 2NC2FW22-11 MCFI-2NC22 NDE-35 PT SS 10.000 AUGMENTED EXAMINATION. REFERENCE
Circumferential NC MC-ISIN3-2553-01.00 1.000 DOCUMENT SRG-78-001 REV.2 (DISTRIBUTION

Class A Pipe to CODE MADM-257).
Elbow

Total G03.001 Items: 2
Total G03 Items: 2



EOC 22(

CATEGORY R-A, Risk Informed Piping
Examinations
Mclass 1 and2Pipina Welds
N

DUKE ENERGY CORPORATION
INSERVICE INSPECTION PLAN MANAGEMENT

Inservice Inspection Database Management System

McGuire 2

Inservice Inspection Plan for Interval 3 Outage 7

Plan Report
Page 39

12/03/2003

ITEM NUMBER ID NUMBER SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS

**** Elements Subject to Thermal Fatigue ****

R01.011.001 2RPV-W15-SE MC-2676-4 TBD
Circumferential NC MC-ISIN-2553-01.00

Class A Term end MCM 2201.01-18/sht.1
Dissimilar

R01.011.002 2RPV-W16-SE MC-2676-4 TBD
Circumferential NC MC-ISIN-2553-01.00

Class A Term end MCM 2201.01-18/sht.4

UT Ss-CS 29.000
2.300

TBD SEGMENT NC-001.
REACTOR VESSEL OUTLET NOZZLE AT 22 DEG.

Nozzle to
Safe End

UT SS-CS 29.000 TBD SEGMENT NC-002.
2.300 REACTOR VESSEL OUTLET NOZZLE AT 158

DEG.Nozzle to
oar -4

Dissimilar Sate Enu

R01.011.003 2RPV-W17-SE MC-2676-4 TBD UT SS-CS 29.000 TBD SEGMENT NC-003.

Circumferential NC MC-ISIN-2553-01.00 2.300 REACTOR VESSEL OUTLET NOZZLE AT 202

Class A Term end MCM 2201.01-18/sht.7 Nozzle to DEG.

Dissimilar Safe End

R01.011.004 2RPV-Wl8-SE MC-2676-4 TBD UT SS-CS 29.000 TBD SEGMENT NC-004.
Circumferential NC MC-ISIN-2553-01.00 2.300 REACTOR VESSEL OUTLET NOZZLE AT 338

Class A Term end MCM 2201.01-18 Nozzle to DEG. REFERENCE MCM2201.01-18/SHT. 10

Dissimilar Safe End

RO1.011.007 2SGC-OUTLET-W6SE MC-2676-4 PDI-UT-10 UT SS-CS 31.000 5149697 SEGMENT NC-007.
Circumferential NC MC-ISIN-2553-01.00 2.500 5158172 STEAM GENERATOR C OUTLET. NDE-12 / RT

Class A Term end MCM 2201.01-0194 Nozzle to MAY BE USED IN LIEU OF PDI-UT-10 / UT.

Dissimilar Safe End

R01.011.009 2RPV-W11-SE MC-2676-4 TBD UT SS-CS 27.500 TBD SEGMENT NC-009.
Circumferential NC MC-ISIN-2553-01.00 2.281 REACTOR VESSEL INLET AT 67 DEG.

Class A Term end MCM 2201.01-18/sht.3 Nozzle to

Dissimilar Safe End

R01.011.010 2RPV-W12-SE MC-2676-4 TBD UT SS-CS 27.500 TBD SEGMENT NC-010.
Circumferential NC MC-ISIN-2553-01.00 2.281 REACTOR VESSEL INLET AT 113 DEG.

Class A Term end MCM 2201.01-18/sht.6 Nozzle to

Dissimilar Safe End

R01.011.011 2RPV-W13-SE MC-2676-4 TBD UT SS-CS 27.500 TBD SEGMENT NC-011.

Circumferential NC MC-ISIN-2553-01.00 2.281 REACTOR VESSEL INLET AT 247 DEG.

Class A Term end
Dissimilar

MCM 2201.01-18/sht.9 Nozzle to
Safe End
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ITEM NUMBER ID NUMBER
R01.011.012 2RPV-W14-SE

Circumferential
Class A Term end

Dissimilar
R01.011.017 2NC2FW45-5

Circumferential

SYS ISO/DWG NUMBERS
MC-2676-4

NC MC-ISIN-2553-01.00
MCM 2201.01-18/sht.1

PROC
TBD

INSP REQ MAT/SCH DIA/THK CAL BLOCKS COMMENTS
UT SS-CS 27.500

2.281
Nozzle to
Safe End

TBD SEGMENT NC-012.
REACTOR VESSEL INLET AT 293 DEG.

MCFI-2NC45
NC MC-ISIN-2553-01.00

NDE-995 UT SS 1.500
0.281

Pipe to
Nozzle

50202 SEGMENT NC-027

Class A

R01.011.071 2NI2FW27-15
Circumferential

MCFI-2NI27
NI MC-ISIN-2562-01.00

NDE-600
PDI-UT-2

UT SS 3.000 SEGMENT NI-063A. *SEE SECTION 8 FOR
0.438 50225 CALIBRATION BLOCK REQUIREMENTS,

Tee to
Reducer

Class B

R01.011.135

Class B

2NV2F-36
Circumferential

MCFI-2NV2
NV MC-ISIN-2554-03.00

NDE-600
PDI-UT-2

UT SS 3.000 * SEGMENT NV-019AA. *SEE SECTION 8 FOR
0.438 TBD CALIBRATION BLOCK REQUIREMENTS.

Tee to
Pipe

R01.011.302 2WL2FW29-21
Circumferential

MCFI-2WL29
WL MC-ISIN-2565-01.00

NDE-12 RT SS 4.000
0.120

SEGMENT WL-002A.

Class B Pipe to
Elbow

NDE-12 RTR01.011.303 2WL2FW14-1
Circumferential

MCFI-2WL14
WL MC-ISIN-2565-07.00

SS 6.000
0.134

SEGMENT WL-009A

Class B Flange to
Pipe

R01.011.304 2WL2FW14-8
Circumferential

MCFI-2WL14
WL MC-ISIN-2565-01.00

NDE-12 RT SS 6.000
0.134

SEGMENT WL-010A

Class B Elbow to
Pipe

R01.011.305 2WL2FW14-10 MCFI-2WL14 NDE-12 RT SS 6.000 SEGMENTWL-O1OA
Circumferential WL MC-ISIN-2565-01.00 0.134

Class B Elbow to
Pipe

Total R01.011 Items: 16

**** Elements Subject to Corrosive, Erosive, or Cavitation Wastage ****
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CATEGORY R-A, Risk Informed
Examinations

Class 1 and 2 Piping Welds

ITEM NUMBER ID NUMBER
R01.013.004 2RV2FW30-2

Circumferential
Class B

Piping
DUKE ENERGY CORPORATION

INSERVICE INSPECTION PLAN MANAGEMENT
Inservice Inspection Database Management System

McGuire 2
Inservice Inspection Plan for Interval 3 Outage 7

SYS ISO/DWG NUMBERS PROC INSP REQ MAT/SCH DIA/THK CAL BLOCKS
MCFI-2RV30 NDE-946 UT CS 12.000 STEP

NV MC-ISIN-2604-03.00 0.375 WEDGE
Pipe to
Elbow

Plan Report
Page 41

12/03/2003

COMMENTS
SEGMENT RV-013.
EXAMINE A 1 FT. LENGTH OF PIPE AT WELD TO
DETERMINE WALL THKS.

Total R01.013 Items:
Total R01 Items:

1

17
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ISI NDE Boundary Drawings - Unit 2

The following is a list of ISI NDE boundary drawings used as a reference for the McGuire Unit 2 Third
Interval Inservice Inspection Plan. These drawings are color-coded in accordance with Section 2 of the
General Requirements.

These ISI NDE boundary drawings are stored electronically and can be found in the Nuclear Electronic
Document Library (NEDL). ISI NDE boundary drawings are revised when McGuire Flow Diagram
revisions are issued and a change has been made within the ISI boundary.

System Drawing No. Revision1 Class 1 Class 2 Class 3

Reactor Coolant (NC) MC-ISIN3-2553-01.00 0 X X

Reactor Coolant (NC) MC-ISIN3-2553-02.00 0 X X

Reactor Coolant (NC) MC-ISIN3-2553-02.01 0 X X

Reactor Coolant (NC) MC-ISIN3-2553-04.00 0 X

Chemical and Volume Control MC-ISIN3-2554-01.00 0 X X
(NV)

Chemical and Volume Control MC-ISIN3-2554-01.01 0 X X
(NV)

Chemical and Volume Control MC-ISIN3-2554-01.02 0 X X
(NV)

Chemical and Volume Control MC-ISIN3-2554-01.03 0 X
(NV)

Chemical and Volume Control MC-ISIN3-2554-02.00 0 X X
(NV)

Chemical and Volume Control MC-ISIN3-2554-02.01 0 X
(NV)

Chemical and Volume Control MC-ISIN3-2554-03.00 0 X
(NV)

Chemical and Volume Control MC-ISIN3-2554-03.01 0 X X
(NV)

Chemical and Volume Control MC-ISIN3-2554-04.00 0 X X
(NV)

Chemical and Volume Control MC-ISIN3-2554-05.00 0 X
(NV)

Inservice Inspection Plan Section 2
McGuire Nuclear Station Revision 0
Unit 2 Page 2 of 5



System

Boron Thermal Regeneration
(NR)

Boron Thermal Regeneration
(NR)

Boron Recycle (NB)

Containment Air Return (VX)

Ice Condenser Refrigeration (NF)

Residual Heat Removal (ND)

Safety Injection (NI)

Safety Injection (NI)

Safety Injection (NI)

Safety Injection (NI)

Safety Injection (NI)

Safety Injection (NI)

Containment Spray (NS)

Annulus Ventilation (VE)

Liquid Waste Recycle (WL)

Liquid Waste Recycle (WL)

Liquid Waste Recycle (WL)

Spent Fuel Cooling (KF)

Spent Fuel Cooling (KF)

Refueling Water (FW)

Nuclear Sampling (NM)

Nuclear Sampling (NM)

Nuclear Sampling (NM)

Drawinq No.

MC-ISIN3-2555-01.00

MC-ISIN3-2555-02.00

MC-ISIN3-2556-03.00

MC-ISIN3-2557-01.00

MC-ISIN3-2558-04.00

MC-ISIN3-2561-01.00

MC-ISIN3-2562-01.00

MC-ISIN3-2562-02.00

MC-ISIN3-2562-02.01

MC-ISIN3-2562-03.00

MC-ISIN3-2562-03.01

MC-ISIN3-2562-04.00

MC-ISIN3-2563-01.00

MC-ISIN3-2564-01.00

MC-ISIN3-2565-01.00

MC-ISIN3-2565-01.01

MC-ISIN3-2565-07.00

MC-ISIN3-2570-01.00

MC-ISIN3-2570-01.01

MC-ISIN3-2571 -01.00

MC-ISIN3-2572-01.00

MC-ISIN3-2572-01.01

MC-ISIN3-2572-02.00

Revision'

0

Class 1 Class 2 Class 3

x

0 x

x
x

x

x

x
x

x

x

x

x
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System

Nuclear Sampling (NM)

Component Cooling (KC)

Component Cooling (KC)

Component Cooling (KC)

Component Cooling (KC)

Component Cooling (KC)

Component Cooling (KC)

Component Cooling (KC)

Nuclear Service Water (RN)

Nuclear Service Water (RN)

Nuclear Service Water (RN)

Nuclear Service Water (RN)

Nuclear Service Water (RN)

Nuclear Service Water (RN)

Containment Purge Ventilation
(VP)

Drawina No.

MC-ISIN3-2572-03.00

MC-ISIN3-2573-01.00

MC-ISIN3-2573-01.01

MC-ISIN3-2573-02.00

MC-ISIN3-2573-02.01

MC-ISIN3-2573-03.00

MC-ISIN3-2573-03.01

MC-ISIN3-2573-04.00

MC-ISIN3-2574-01.01

MC-ISIN3-2574-02.00

MC-ISIN3-2574-02.01

MC-ISIN3-2574-03.00

MC-ISIN3-2574-03.01

MC-ISIN3-2574-04.00

MC-ISIN3-2576-01.00

Revision'

0

0

0

0

0

0

0

0

0

0

0

0

0

0

0

Class 1 Class 2 Class 3

X

X

X

X

X

X

Steam Generator Blowdown (BB)

Steam Generator Wet Layup
Recirculation (BW)

Containment Air Release (VQ)

Feedwater (CF)

Auxiliary Feedwater (CA)

Auxiliary Feedwater (CA)

Main Steam and Main Steam
Vent (SM/SV)

MC-ISIN3-2580-01.00

MC-ISIN3-2584-01.00

MC-ISIN3-2585-01.00

MC-ISIN3-2591 -01.01

MC-ISIN3-2592-01.00

MC-ISIN3-2592-01.01

MC-ISIN3-2593-01.00

0

0

X

X

0

0

0

0

0

X

X

X X

x

X
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System

Main Steam Supply to Auxiliary
Equipment (SA)

Main Steam and Main Steam
Vent (SM/SV)

Nitrogen (GN)

Containment Ventilation Cooling
Water (RV)

Instrument Air (VI)

Instrument Air (VI)

Instrument Air (VI)

Station Air (VS)

Breathing Air (VB)

Diesel Engine Cooling Water (KD)

Diesel Engine Cooling Water (KD)

Diesel Engine Lube Oil (LD)

Diesel Engine Lube Oil (LD)

Diesel Engine Starting Air (ED)

Diesel Engine Starting Air (FD)

Starting Air (VG)

Diesel Engine Room Sump Pump
(WN)

Conventional Chemical Addition
(YA)

Drawinq No.

MC-ISIN3-2593-01.02

MC-ISIN3-2593-01.03

MC-ISIN3-2602-01.00

MC-ISIN3-2604-03.00

MC-ISIN3-2605-01.02

MC-ISIN3-2605-01.03

MC-ISIN3-2605-01.13

MC-ISIN3-2605-02.02

MC-ISIN3-2605-03.01

MC-ISIN3-2609-01.00

MC-ISIN3-2609-01.01

MC-ISIN3-2609-02.00

MC-ISIN3-2609-02.01

MC-I Si N3-2609-03.00

MC-ISIN3-2609-03.01

MC-ISIN3-2609-04.00

MC-ISIN3-2609-07.00

MC-ISIN3-2617-01.00

Revision1 Class 1 Class 2 Class 3

X0 X

0 X

0

0

X

X X

X

X

X

X

X

X

X

X

X

X

X

x
x

0 X

1 The ISI NDE boundary drawing revision number provides a baseline for the development of the ISI plan. The
revision numbers listed will not be updated as each ISI NDE boundary drawing is revised.

Inservice Inspection Plan
McGuire Nuclear Station
Unit 2

Section 2
Revision 0

Page 5 of 5


