
January 21, 2004

Mr. Garry L. Randolph
Vice President and Chief Nuclear Officer 
Union Electric Company
Post Office Box 620
Fulton, MO  65251

SUBJECT: CALLAWAY PLANT, UNIT 1 - REVISION OF LICENSE AMENDMENT
REQUEST OL-1225 REGARDING EXTENSION OF COMPLETION TIMES FOR
EMERGENCY DIESEL GENERATORS (TAC NOS. MB9877 AND MB9878)

Dear Mr. Randolph:

In the application dated June 27, 2003 (ULNRC-04866), you requested an amendment to the
Technical Specifications (TSs) on emergency diesel generators (EDGs) for the Callaway Plant,
Unit 1.  In the notice of consideration of issuance of amendment published in the Federal
Register (68 FR 43396) on July 22, 2003, the proposed amendment was described as that
which would revise the Technical Specifications (TSs) to (1) extend the allowed outage time
(AOT) or required action completion time (CT) for an inoperable diesel generator (DG), and
(2) delete the second CT given in certain required actions in TS 3.6.6, "Containment Spray and
Cooling Systems;" TS 3.7.5, "Auxiliary Feedwater (AFW) System;" TS 3.8.1; and TS 3.8.9,
"Distribution System - Operating" of the TSs.

The above proposed changes to the TSs were revised in your letter of December 19, 2003
(ULNRC-04917) and are only to Required Actions A.3 and B.4 for TS 3.8.1 to extend the AOT,
or required action CT, for an inoperable DG.  A revised Notice of Consideration of Issuance of
Amendment will be included in the Commission’s next biweekly Federal Register notice.

The revised application does not propose to delete the second CT given in certain required
actions in TSs 3.6.6, 3.7.5, 3.8.1, and 3.8.9.  Since TAC No. MB9878 covered this part of the
proposed amendment in the June 27, 2003, application, it will be closed and no further time will
be charged to the TAC.

Sincerely,

   /RA/
Jack Donohew, Senior Project Manager, Section 2 
Project Directorate IV
Division of Licensing Project Management 
Office of Nuclear Reactor Regulation
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Callaway Plant, Unit 1

cc:
Professional Nuclear Consulting, Inc.
19041 Raines Drive
Derwood, MD  20855

John O’Neill, Esq.
Shaw, Pittman, Potts & Trowbridge
2300 N. Street, N.W.
Washington, D.C.  20037

Mr. Mark A. Reidmeyer, Regional
Regulatory Affairs Supervisor
Regulatory Affairs
AmerenUE
P.O. Box 620
Fulton, MO  65251

U.S. Nuclear Regulatory Commission
Resident Inspector Office
8201 NRC Road
Steedman, MO  65077-1302

Mr. Chris Younie
Manager, Quality Assurance
AmerenUE
P.O. Box 620
Fulton, MO  65251

Manager - Electric Department
Missouri Public Service Commission
301 W. High
P.O. Box 360
Jefferson City, MO  65102

Regional Administrator, Region IV
U.S. Nuclear Regulatory Commission
611 Ryan Plaza Drive, Suite 400
Arlington, TX  76011-4005

Mr. Ronald A. Kucera
Deputy Director for Public Policy
Department of Natural Resources
P.O. Box 176
Jefferson City, Missouri  65102

Mr. Rick A. Muench
President and Chief Executive Officer
Wolf Creek Nuclear Operating Corporation
P.O. Box 411
Burlington, KA  66839

Mr. Dan I. Bolef, President
Kay Drey, Representative
Board of Directors Coalition for the    
Environment
6267 Delmar Boulevard
University City, MO  63130

Mr. Lee Fritz, Presiding Commissioner
Callaway County Court House
10 East Fifth Street
Fulton, MO  65151

Mr. David E. Shafer 
Superintendent, Licensing
Regulatory Affairs 
AmerenUE
P.O. Box 66149, MC 470
St. Louis, MO  63166-6149

Mr. Keith D. Young
Manager, Regulatory Affairs
AmerenUE
P.O. Box 620
Fulton, MO  65251

Mr. Scott Clardy, Director
Section for Environmental Public Health
P.O. Box 570
Jefferson City, MO  65102-0570


