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NOTES:
1. FOR GENERAL NOTES AND REFERENCE DRAWINGS
SEE EM-158A (26958 SH. 1),
2. THE_VALVES SHOWN ARE LOCATED INTERNALLY
IN THE ENGINE MOUNTED DUPLEX FUEL FILTER 8
MANIFOLD ASSEMBLY.
3. VALVES 3BGF-VI6 & 3BGF-V23 ARE EXTERNAL
EMERGENCY VALVES, WITH A FUSIBLE LINK.
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THIS DRAWING WAS DEVELOPED FROM
MKW POWER SYSTEMS, INC., DRAWING
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