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: MP2/MP3 FIRE PUMP HOUSE VENTILATION NOTES:

1. FOR GENERAL NOTES AND REFERENCE DRAWINGS
SEE EM-148A (26948 SH I\
2. TOTAL FLOW OF 9680 CFM IS SUM OF DESIGN SLCRS
FLOW AND MINIMUM RADIOACTIVE GASEQUS WASTE FLOW. 6
THE SLCRS FLOW RATE OF 9,500 CFM REPRESENTS
THE SPECIFIED DESICN FLOW RATE ALSO USED FOR
SYSTEM BALANCING. SYSTEM OPERABILITY IS DEMON-
STRATED BY TECHNICAL SPECIFICATION SURVEILLANCE
FLOWS OF 7,600 TO 9,800 CFM.

ok Sl . THE MILLSTONE STACK IS USED BY UNITS 1,2 & 3.

B 3HVR-<z NOTE 5 THE FLOW MONITORING DISCHARGE EQUIPMENT

NeTE SZ V845 2X EMi-1480) HAS BEEN GIVEN UNIT L EQUIPMENT NUMBERS.

EMAIABET e e e e e s ey i e UNIT 1 IS RESPONSIBLE FOR MAINTAINING THEM.
——————— UNIT 3'S P&ID IS THE ONLY ONE SHOWING EACH

UNIT'S DISCHARGE VALVE AS A REFERENCE.
FOR A OVERALL VIEW SEE EACH UNIT’'S P&ID
LISTED BELOW:
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5. VALVES 3HVR-VB45 AND 3HVR-V846 ARE THROTTLED TO MAINTAIN
NEGATIVE STACK BASE PRESSURE.

6. THESE WERE UNIT | COMPONENTS TRANSFERRED TO UNIT 3 PER
DCR M3-00026. THE UNIT | COMPONENT [DENTIFICATION
NUMBERS HAVE BEEN RETAINED. THIS INCLUDES PLANT STACK VENT e
FANS, SUMP PUMP AND SUMP LEVEL SWITCH INDICATOR.

LINE NUMBERS 2"-0G-19, 2"-0G-21 AND 2"-0G-25 ARE UNIT 1
DESIGNATION NUMBERS TRANSFERRED TO UNIT 3 PER DCR
M3-00026. ANY FUTURE WORK REQUIRED SHALL BE I[N ACCORDANCE
\\ UNDERGROUND WITH UNIT 3 PIPING CLASS 151.
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