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NOTES:
1. FOR GENERAL NOTES & REFERENCE DRAWINGS SEE EM-155A (26955 SH. 1L
2. ALL EQUIPMENT ARE VENDOR SUPPLIED. DRAWING 25212-33000 SH. 6.
3. OPERATION OF REMOTE SAMPLE CHAMBER REQUIRES REMOVAL
OF VALVE 35SP-V2015 AT QUICK DISCONNECTS AND ATTACHMENT
OF SAMPLE CHAMBER AT INLET AND QUTLET CONNECTIONS. SAMPLE
CHAMBER VALVE 3SSP-V2046 (DETAIL A)OPERATION REQUIRES
NITROGEN CONNECTION FROM REMOTE OPERATING MODULE.
4. PH PROBE, 3SSP-AE1002, IS INSTALLED ONLY DURING SAMPLING. 9
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