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NOTES:

1. FOR GENERAL NOTES AND REFERENCE DRAWINGS
SEE EM-158A (26958 SH. 1)

2. THE VALVES SHOWN ARE LOCATED INTERNALLY
IN THE ENGINE MOUNTED DUPLEX FUEL FILTER
MANIFOLD ASSEMBLY.

3. VALVES 3BGF-V16 & 3BGF-V23 ARE EXTERNAL
EMERGENCY VALVES, WITH A FUSIBLE LINK.

THIS DRAWING WAS DEVELOPED FROM
MKW POWER SYSTEMS, INC., DRAWING
NUMBER 16505-6091D06001.

OPERATIONS CRITICAL

| K | L | M | N
l_'_____—_‘___'——______'—___l
| 1S __HIGH TEMPERATURE SHUTOQFF __ ___ __ __ J
| 63 1
| | 4
| B
I | N
TS ™ ]
6l 62 |
3BGF-HL |
HOSE3
; FS o
Bl
GEAR PUMI " — e
3BGF-P1A
STR2 V9
v7 v8
3-BGF-500-11-4
3-BGF-001-9-4
STR3 3-BGF-003-14-4
: 18" MH
V28 v29
LT 3"x 2"RED
o — 1 FLAME
ARRESTER
A BY VENDOR 3BGF-AF2
I v VENT
A EMERGENCY J& 3BGF-v30
v VENT
3-BGF-001-15-4
: FUEL OIL STORAGE TANK
3BGF-TK2
3-8GF-002-13-4
VE vi5 DIKE ves V26
NOTE 3
(EM-158C)

N

REV.| DATE

DESCRIPTION Br | CHK

APP

P.A. No.

Dominion Nuclear Connecticut Inc.

Millstone Power Station

I'hTUE MILLSTONE POWER STATION-UNIT NO. 3
I LICENSE RENEWAL DIAGRAM

(APP,
e

STATION BLACKOUT DIESEL FUEL OIL SYSTEMJ
v CHRD. g
Ny I 4

E

NONE o

25212-26958 SH. 3 OF 6

N/A | 00| 245 | INITIAL ISSUE PER REV 8 [CLW
[V Pa® | No. | DaTE REVISIONS B
RSP T —

"1S&W DWG. NO.1217

BOSTON, MASS,

25212-1A26958 SH.3 OF 6 0O
STONE & WEBSTER TENG[NEERIN(; CORPQRATION

9-EM-158C

RESP. ENGR:
DESN. ENGRs

COMPONENTS SUBJECT TO AGING MANAGEMENT REVIEW

" Ny STATION BLACKOUT
33460 EEEMSSREESEENE DIEcE GENERATOR

DRAWN BY:

CHECKED BY:

NOTE: SOME SHADED LINES MAY CONTAIN COMPONENTS
FROM MORE THAN ONE SYSTEM.

55 AM EST

58:

Submitted by AHLUWALIAC on Wednesday January 07 2004 at 10



