EQUIPMENT

CALIBRATION CHECK
INSTRUMENT CHECKED: ROSEMOUNT
INSTRUMENT DESCRIPTION: D/P CELL
MODEL #: 1151DP4522B1 SIN: 1243014R99 sWRI# N/A
STANDARDS

STANDARD NO. mfr./ MODEL DESCRIPTION SIN CAL. DUE DATE

1 HEISE 9018 DIGITAL PRESS.INDICATOR $9-21399 12/2/99

2 FLUKE 8842A DIGITAL MULTIMETER 3923064 6/3/00

" The Standards indicated above are traceable to the

National Institute of Standards and Technology (formerly N.B.S.)

ENVIRONMENT

TEMPERATURE 70° £2°F LocATION BLDG. 131 CAL. ROOM

PROCEDURE

Apply 0-5 psi @ .5 psi increments up to ten readings. Note the voltage ( 0-10VDC ) and the mA readings

per increment. Supply a calibration sticker.

RESULTS
HEISE FLUKE [ROSEMOUNT
9018 8842A 268
P.S.L VOLTAGE mA
0.0 1.998 VDC 4.00 mA
0.5 2.802 VDC 5.60 mA
1.0 3.605 VDC 7.21 mA
1.5 4.420 VDC 8.84 mA
2.0 5.210 VDC 10.42 mA
25 6.001 VDC 12.00 mA
3.0 6.809 VDC 13.62 mA
3.5 . 7.605 VDC 15.21 mA
4.0 ~ 18.405VDC 16.81. mA
4.5 9.214 VDC 18.43 mA
5.0 : 10.000vDC 20.00 mA
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