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February 9, 2004

SVPLTR #04-0002

.U. S. Nuclear Regulatory Commission
ATTN: Document Control Desk
Washington, DC 20555-0001

Dresden Nuclear Power Station, Unit 2
Facility Operating License No. DPR-19
NRC Docket No. 50-237

Subject: Owner's Activity Report Submittal
Fourth 10-Year Interval 2003 Refueling Outage Activities

This letter submits the Owner's Activity Report (i.e., Form OAR-1) for the Dresden Nuclear
Power Station (DNPS) Unit 2 refueling outage (D2R18) which began on October 14, 2003,
and was completed on November 11, 2003. This is the first refueling outage conducted in the
first inspection period of the fourth 10-year inservice inspection interval for DNPS Unit 2. A
copy of the Owner's Activity Report is provided as an attachment to this letter.

This Owner's Activity Report is submitted in accordance with American Society of Mechanical
Engineers (ASME) Boiler and Pressure Vessel Code Case N-532-1, Alternate Requirements
to Repair and Replacement Documentation Requirements and Inservice Summary Report
Preparation and Submission," and Regulatory Guide 1.147, "Inservice Inspection Code Case
Acceptability, ASME Section Xl, Division 1," Revision 13. Code Case N-532-1 requires an
Owner's Activity Report Form OAR-1 to be prepared and certified upon completion of each
refueling outage. In accordance with the conditions of Regulatory Guide 1.147, this OAR-1
form is being submitted within ninety days of the completion of the refueling outage.
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Should you have any questions concerning this letter, please contact Mr. Jeff Hansen,
Regulatory Assurance Manager, at (815) 416 - 2800.

R pectfully,

Danny .Bost

Site e President
Dresden Nuclear Power Station

Attachment

cc: Regional Administrator- Region IlIl
'NRC Senior Resident Inspector, Dresden Station
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FORM OAR-1 OWNER'S ACTIVITY REPORT

Report Number Refueling Outage D2R18 OAR-1

Owner Exelon Generation Company (EGC, LLC), 200 Exelon Way, Kennett Square, PA, 19348
(Name and Address of Owner)

Plant Dresden Nuclear Power Station, 6500 N. Dresden Road, Morris, IL 60450
(Name and Address of Plant)

Unit No. 2 Commercial Service Date 06-09-ft '1Oa Refueling outage no. D2R18 -
(if applicable) T .4( -

Current Inspection interval e Inspection Interval

Current inspection period
(1st, 2nd, 3rd. 4th, other)

I" Inspection Period
(1st, 2nd. 3rd)

Edition and Addenda of Section Xi applicable to the Inspection plan _ 1995 Edition with 1996 Addenda

Date and revision of inspection plan 04/01/2003 Revision I

Edition and Addenda of Section Xi applicable to repairs and replacements, If different than the inspection plan N/A

CERTIFICATE OF CONFORMANCE

I certify that the statements made In this Owner's Activity Report are correct, and that the examinations, tests, repairs, replacements,
evaluations, and corrective measures represented by this report conform to the requirements of Section Xi.

Certificate of Authorization No.

Signed Z
None Expiration Date Not Applicable

(if applicable)

- ,ISI Coordinator Date /- g t - Z7 0y

C(- (I -- 6 Owner or Owner's Designee, Title

CERTIFICATE OF INSERVICE INSPECTION

I, the undersigned, holding a valid commission issued by the National Board of Boiler and Pressure Vessel Inspectors and the State or
Province of Illinois, and employed by The Hartford Steam and Boiler Insurance and Inspection Co. of Hartford. Connecticut have
Inspected the items described In this Owner's Activity Report, during the period 01-20-2003 to 01-27-2004 ,and state that to the
best of my knowledge and belief, the Owner has performed all activities represented by this report in accordance with the requirements of
Section XI.

By signing this certificate neither the Inspector nor his employer makes any warranty, expressed or implied, concerning the examinations
tests, repairs, replacements, evaluations, and corrective measures described in this report. Furthermore, neither the Inspector nor his
employer shall be liable in any manner for any personal injury or property damage or a loss of any kind arising from or connected with this
inspection.

A67 /W ~~ Commissions IL 932, NB7742NISB
- risdktor's rbnature(National Board. State. Province. and Endorsements

Date 15 6
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TABLE 1
ABSTRACT OF EXAMINATIONS AND TESTS

Total Total
Total Total Examinations Examinations

Examinations Examinations Credited (%) Credited (%) To
Examination Required for Credited for For The Date for The

Category The Interval This Period Period Interval Remarks
B-A 2 0 0 0 Components scheduled in accordance with Program B.

One during the second inspection period and one during
the third inspection period.

25 0 0 0 Deferral Permissible
B-D 62 14 23 23 Components scheduled in accordance with Program B.

B-G-1 5 1 20 20 Deferral Permissible
B-G-2 34 2 6 6 Components scheduled in accordance with Program B.

1 1 100 100 Examinations limited to components selected under
Examination Category B-L-2 and B-M-2.

B-K 13 4 31 31 Components scheduled in accordance with Program B.
B-L-2 N/A N/A N/A N/A Examinations limited to disassembled components.
B-M-1 1 0 0 0 Deferral Permissible
B-M-2 4 4 100 100 Examinations limited to disassembled components.
B-N-1 3 0 0 0 One component examined each inspection period.
B-N-2 59 0 0 0 Deferral Permissible
B-O 8 0 0 0 Deferral Permissible
B-P 10 2 20 20 Two pressure tests performed each refuel outage.
C-A 2 0 0 0 Components scheduled in accordance with Program B.

One during the second inspection period and one during
the third inspection period.

C-B 12 0 0 0 Components scheduled in accordance with Program B.
18 0 0 0 Six components examined each inspection period.

C-C 11 0 0 0 Components scheduled in accordance with Program B.
C-H 36 2 6 6 Twelve pressure tests performed each inspection

period.
F-A 142 29 20 20 Components scheduled in accordance with Program B.
R-A 75 14 19 19 Components scheduled in accordance with Program B.

105 21 20 20 Twenty one components examined each refuel outage.

D2R18 OAR-1
Page 2 of 4



TABLE 2
ITEMS WITH FLAWS OR RELEVANT CONDITIONS THAT

REQUIRED EVALUATION FOR CONTINUED SERVICE

Examination Item Item Flaw Flaw or Relevant Condition Found
Category Number Description Characterization During Scheduled Section Xl

.________________________________ (IWA-3300) Examination or Test (Yes or No)
F-A F1.10 Bent Strut on Head Spray Support M-1 167D-1 N/A No

N/A N/A Recirculation weld PS2/201-1 (GL 88-01 Category D) Surface Planar No
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TABLE 3
ABSTRACT OF REPAIRS, REPLACEMENTS, OR CORRECTIVE MEASURES

REQUIRED FOR CONTINUED SERVICE
Code Repair, Item Description Flaw or Relevant Date Repairl
Class Replacement, Description of Work Condition Found Completed Replacement

or Corrective During Scheduled Plan Number
Measure Section Xl

Examination or
Test (Yes or No)

I Corrective Head Spray Support M-1 167D-2 Tightened loose bolting. Yes 11/8/2003 N/A
Measure

1 Corrective Head Spray Support M-1 167D-3 Tightened loose bolting. Yes 11/8/2003 N/A
Measure

1 Replacement Through wall leak on line Replaced piping at leak location. Yes 11/8/2003 2-03-067
2-0304-2 %

2 Repair Integral Welded Attachment Removed flaws and performed Yes 9/16/2003 2-03-041
M-1 164D-578 weld repair.

2 Repair Integral Welded Attachment Removed flaws and performed Yes 10/18/2003 2-03-053
M-1 164D-580 weld repair.

MC Corrective Drywell Basement Moisture Barrier Replaced moisture barrier. Yes 11/2/2003 N/A
Measure I I I
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