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LIMITING CONDITIONS FOR OPERATION AND SURVEILLANCE REQUIREMENTS

SECTION BAGE

3/4.6 CONTAINMENT SYSTEMS

3/4.6.1 PRIMARY CONTAINMENT
CONTAINMENT INTEGRITY. 3/4 6-1
CONTAINMENT LEAKAGE .3/4 6-2
CONTAINMENT AIR LOCKS .3/4 6-9
INTERNAL PRESSURE .3/4 6-11
AIR TEMPERATURE .3/4 6-13
CONTAINMENT VESSEL STRUCTURAL INTEGRITY 3/4 6-14
CONTAINMENT VENTILATION SYSTEM. 3/4 6-15

3/4.6.2 DEPRESSURIZATION AND COOLING SYSTEMS
CONTAINMENT SPRAY SYSTEM .................................... 3/4 6-16
CONTAINMENT COOLING SYSTEM ............................... 3/4 6-18

3/4.6.3 CONTAINMENT ISOLATION VALVES ................................. 3/4 6-19

3/4.6.4 DELETED

3/4.6.5 VACUUM RELIEF VALVES .......................................... 3/4 6-36

3/4.6.6 SECONDARY CONTAINMENT
SHIELD BUILDING VENTILATION SYSTEM 3/4 6-37
SHIELD BUILDING INTEGRITY .3/4 6-40
SHIELD BUILDING STRUCTURAL INTEGRITY 3/4 6-41

3/4.7 PLANT SYSTEMS

3/4.7.1 TURBINE CYCLE
SAFETY VALVES .3/4 7-1
EMERGENCY FEEDWATER SYSTEM .3/4 7-4
CONDENSATE STORAGE POOL .3/4 7-6
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314.4 REACTOR COOLANT SYSTEM (Continued)

3/4.4.5 REACTOR COOLANT SYSTEM LEAKAGE ....................... B 3/4 4-4

3/4.4.6 CHEMISTRY ............................................. B 3/4 4-4

3/4.4.7 SPECIFIC ACTIVITY............................................................. B 3/4 4-5

3/4.4.8 PRESSURE/TEMPERATURE LIMITS ................................. B 3/4 4-6

314.4.10 REACTOR COOLANT SYSTEM VENTS ............................ B 3/4 4-11

3/4.5 EMERGENCY CORE COOLING SYSTEMS (ECCS)

314.5.1 SAFETY INJECTION TANKS.................................................. B 3/4 5-1

314.5.2 and 3/4.5.3 ECCS SUBSYSTEMS............................................... B 314 5-1b

3/4.5.4 REFUELING WATER STORAGE POOL .B 314 5-3

3/4.6 CONTAINMENT SYSTEMS

314.6.1 PRIMARY CONTAINMENT...................................................... B 3/4 6-1

314.6.2 DEPRESSURIZATION AND COOLING SYSTEMS ................ B 3/4 6-3

3/4.6.3 CONTAINMENT ISOLATION VALVES .................................... B 314 6-5

314.6.5 VACUUM RELIEF VALVES...................................................... B 3/4 6-6

314.6.6 SECONDARY CONTAINMENT ............................................. B 3/4 6-7

3/4.7 PLANT SYSTEMS

3/4.7.1 TURBINE CYCLE.................................................................... B 3/4 7-1

3/4.7.2 STEAM GENERATOR PRESSURE/TEMPERATURE
LIMITATION........................................................................... B 3/4 7-3d
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