
Sienel, Beth

From: Hamer, Mike
Sent: Wednesday, December 03, 2003 4:40 PM
To: Devincentis, Jim; Wanczyk, Robert; Bronson, Kevin; Thayer, Jay; Cosgrove, Brian; Herron,

John T.; Wamser, Chris; Pittman, Bill; Harms, Ed; McCluskie, Mitch; Teras, Markus;
Wonderlick, Alex; Wierzbowski, George; Pelton, David; Sienel, Beth

Subject: NRC 60-day Telephone Notification

On 12/03/03 at 1438, Operations completed a 60 day telephone notification In lieu of an LER in accordance with guidance
provided in 10CFR50.73(a)(1) for two separate events involving PCIS Group 3 isolations [CR-VTY-2003-02389 and
02471]. A §50.72 Notification was not required for these events as the system actuations occurred as the result of invalid
signals.

Attached are the approval memorandum, the ENS Notification, and the fax confirmation.

TN-0302471 - NRC
Event Notific...

Please call me if you have any questions,
Mike Hamer
Regulatory Compliance
Entergy Nuclear Vermont Yankee
(802) 451-3126
mhamer~enterpv.com



REGULATORY COMPLIANCE
NRC TELEPHONE NOTIFICATION

TO: CHRIS WAMSER, OPERATIONS MANAGER

FROM: MIKE HAMER, REGULATORY COMPLIANCE ANALYST

SUBJECT: NRC OPERATIONS CENTER 60-DAY TELEPHONE NOTIFICATION FOR
GROUP 3 ISOLATIONS THAT OCCURRED ON 10/31/03 AND 11/09/03

DATE: DECEMBER 3,2003

NRC Telephone Notification Instructions

The section below contains the Information necessary for Vermont Yankee (Docket 50-271) Operations
to perform a 60-day telephone notification to the NRC Operations Center concerning Group III
isolations that occurred on October 31, 2003 and November 9, 2003, with guidance provided in AP
0156. Ensure this notification has been endorsed by the Operations Superintendent and sign below
with the date and time when complete.

1 0CFR50.73 (a)(1) provides for an optional 60-day telephone notification for certain invalid actuations,
as an alternative to submitting a Licensee Event Report. This notification is being made pursuant to
10CFR50.73 (a)(2)(iv)(A).

A separate copy of this report has been prepared that provides the quoted Information below to fax to
the NRC if requested.

NRC Telephone Notification Approved Statement

'This notification is being made in accordance with 10CFR50.73 (a)(2)(iv)(A), to provide the NRC with
information pertaining to the Primary Containment Isolation System (PCIS) Group m invalid actuation
signals-that affected containment isolation valves in more than one system on two separate occasions.

On October 31,.2003 and November 9, 2003, with the reactor at full power, an invalid actuation of the
"B" Reactor Building Ventilation Monitor' caused Group m isolations of PCIS. A spike that was
caused by electronic noise within the detector invoked a spurious High Level Trip to this monitor (RM
17-452B), that resulted in a trip to PCIS logic Channel B1.

* The PCIS functioned successfully providing a complete Group mlI isolation.

* The train actuation was complete. Both trains of the Standby Gas Treatment System
started as designed. The PCIS Group M- isolation occurred which involves isolation of
valves in the following systems:

o Drywell Air Purge and Vent
o Drywell and Suppression Chamber Main Exhaust
o Suppression Chamber Purge and Vent,
o Containment Air Compressor Suction Valve,
o Exhaust to Standby Gas Treatment,
o Containment Purge Supply and Makeup,
o Containment Air Sampling,



o Air dilution Subsystem Valves,
o Vent Subsystem Valves,
o Containment Air Dilution Vent System MOV VG-22 A/B

It was determined that both of these Group El[ isolations were invalid, due the Reactor
Building Vent Monitor Radiation Level Trip occurring at 25 mr/hr on 10/31/03 and 15
mr/hr on 11/09/03. General area radiation levels in these areas at the time of the vent
were approximately 2.5 mr/hr to 6 mr/hr."

PREPARED BY:
.ov J - / I _ _ >>

Michael J. Hamer Date
Regulatory Compliance Analyst

APPROVED:
ChrisI~aliser
Operations Manager

/ 1a-3-e,
Date -

COMPLETED BY: PnMCVA&F
Date Time

P,5 X ~ 40X--7 1



ENTERGY NUCLEAR VERMONT YANKEE

ENS 60 DAY TELEPHONE NOTIFICATION

REPORTING CRITERION: 10CFR50.73 (a)(2)(iv)(A)
LICENSE NUMBER: DPR-28
DOCKET NUMBER: 50-271

REPORT DATE: 12/03/03
EVENT DATES: 10/31/03, 11/09/03

REPORT DESCRIPTION:

This notification is being made in accordance with 1 OCFR50.73(a)(2)(iv)(A) to provide the NRC with
information pertaining to, the Primary Containment Isolation System (PCIS) Group IlIl Invalid actuation
signals that affected containment isolation valves In more than one system on two separate occasions.

On October 31, 2003 and November 9, 2003, with the reactor at full power, an Invalid actuation of the
TMB" Reactor Building Ventilation Monitor' caused Group IlIl Isolations of PCIS. A spike that was caused
by electronic noise within the detector invoked a spurious High Level Trip to this monitor (RM 17-452B),
that resulted in a trip to PCIS logic Channel B1.

* The PCIS functioned successfully providing a complete Group IlIl Isolation.

* The train actuation was complete. Both trains of the Standby Gas Treatment System started as
designed. The PCIS Group III isolation occurred which Involves Isolation of valves In the
following systems:

o Drywell Air Purge and Vent
o Drywell and Suppression Chamber Main Exhaust
o Suppression Chamber Purge and Vent,
o Containment Air Compressor Suction Valve,
o Exhaust to Standby Gas Treatment,
o Containment Purge Supply and Makeup,
o Containment Air Sampling,
o Air dilution Subsystem Valves,
o Vent Subsystem Valves,
o Containment Air Dilution Vent System MOV VG-22 A/B

It was determined that both of these Group Ill Isolations were Invalid, due the Reactor Building
Vent Monitor Radiation Level Trip occurring at 25 mr/hr on 10131/03 and 15 mr/hr on 11/09/03.
General area radiation levels In these areas at the time of the vent were approximately 2.5 mr/hr
to 6 mr/hr.

Cc: NRC Resident Inspector
VY General Manager
VY Operations Manager
VY licensing Manager



ENTERGY NUCLEARVERMONTYANKEE

ENS 60 DAY TELEPHONE NOTICATION

FEPORT[NG CRITER ON: 1OCMR0.73 (a)(2)(iv)(A)
LICENSE NUMBER: DPR-28
DOCKET NUMBER: 50-271

REPORT DATE. 22/03/03
EVENT DATES: 10/31/03,11/09/03

REPORT DESCRIPTION:

This noffication Is being made In accordance with 10CFR50.73(a)(2)(tv)(A) to provide the NRC with
information pertaining to the Primary Containment Isolation System (PCIS) Group III Invalid actuation
signals that affected containment isolation valves in more than one system on two separate occasions.

On October 31, 2003 and November 9, 2003, with the reactor at full power, an Invalid actuation of the
*B' ReactorBuilding Ventilation Monitor caused Group IlI isolations of PCIS. A spike that was caused
by electronic noise within the detector invoked a spurious High Level Trip to this monitor (RM 17-4528),
that resulted in a trip to PCIS logic Channel i31.

• The PCIS functioned successfiuly providing a complete Group III isolation.

* The traIn actuation was complete. Both trains of the Standby Gas Treatment System started as
designed. The PGIS Group III isolation occurred which involves isolation of valves In the
following systems:

o Drywell Air Purge and Vent
o orywell and Suppression Chamber Main Exhaust
o Suppression Chamber Purge and Vent,
o Containment Air Compressor Suction Valve,
o Exhaust to Standby Gas Treatment,
o Containment Purge Supply and Makeup,
o Containment Air Sarnplng,
o Air dilution Subsystem Valves,
o Vent Subsystem Valves,
o Containment Air Dilution Vent System MOV VG-22 A/B

It was determined that both of these Group Ill isolations were Invalid, due the Reactor Building
Vent Monitor Radiation Level Trip occurring at 25 mr/hr on t31103 and 15 mr/hr on 119/0M3.
General area radiation levels In these areas at the time d the vent were approxImately 2.5 mr/hr
to 6 mr/hr.

Cc: NRC Resident 1nspector
VY Gcneral Manager
VY Operations Manager
VY Licensing Mana pr
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