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1.0 Description
The provisions described in Topical Report NEDO-33091, Revision 2, "Improved BPWS Control Rod
Insertion Process," are incorporated into the Bases of ISTS BWR/4 and BWRI6 (NUREG-1433 and 1434)
Specifications 3.1.6, Rod Pattern Control, and 3.3.2.1, Control Rod Block Instrumentation, and bracketed
changes are provided for Technical Specification Table 3.3.2.1-1, Control Rod Block Instrumentation, in
the BWR/6 NUREG. Topical Report NEDO-33091, Revision 2, was approved by the NRC on June 16,
2004.
The changes to the Bases to reference this new Banked Position Withdrawal Sequence (BPWS) shutdown
sequence will be necessary for all plants whose Bases currently reference only the standard BPWS
analyses, and who desire to utilize the improved BPWS shutdown sequence.
Inclusion of the bracketed change to the Applicability Note in BWR/6 Table 3.3.2.1-1 (and the bracketed
information in the Bases) would only be necessary for those plants (e.g., the BWR/6 plants) whose
Technical Specifications contain ACTIONS such as ISTS LCO 3.3.2.1, Condition B, which would
otherwise prevent use of the improved process for shutdown.
2.0 Proposed Changes
The Bases of NUREG-1433 and 1434 Specifications 3.1.6, Rod Pattern Control, and 3.3.2.1, Control Rod
Block Instrumentation, are revised to reference the improved BPWS shutdown sequence. The Bases
changes also include a brief description of the most important aspects of the approved Topical. In
addition to the Bases changes, bracketed Specification changes are provided for BWR/6 Table 3.3.2.1-1,
Control Rod Block Instrumentation, for the Applicability of the Rod Pattern Controller, which can be
incorporated if needed on a plant-specific basis. The Applicability for this system is listed in a footnote to
Table 3.3.2.1 -1. The wording of this footnote in the NUREG is revised from "MODES 1 and 2 with
Thermal Power< [10]% RTP" to "MODES 1 and 2 with Thermal Power< [10]% RTP [, except during
the reactor shutdown process if the coupling of each withdrawn control rod has been confirmed]."
Bracketed Bases changes are also included for plants which choose to incorporate the bracketed change to
Table 3.3.2.1-1.
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3.0 Background

The BPWS, as currently implemented, limits the potential reactivity increase from a postulated Control
Rod Drop Accident (CRDA) during reactor startups and shutdowns below the Low Power Setpoint
(LPSP) (generically based on 10% of original licensed thermal power). The BPWS is required by the
ISTS to be applied to both reactor startup and shutdown processes. Because of the delay caused by the use
of the standard BPWS in achieving shutdown, some plants perform manual scrams instead of going
through the multiple-step BPWS shutdown process (approximately 400 steps for a medium sized reactor).
An improved BPWS process which can be used for performing reactor shutdowns is described in Topical
Report NEDO-33091. During the reactor shutdovn process, confirming that control rods are coupled
prior to decreasing power below the LPSP eliminates the postulated scenario for a CRDA, and thus, the
CRDA would no longer be a credible event. Modifying the Technical Specifications, Bases, and/or site
procedures to reflect the use of the improved BPWS process would allow control rods to be fully inserted
in a single step during the reactor shutdown process below the LPSP.
This provides the following benefits:
*

Allows the plant to reach the all-rods-in condition prior to significant reactor cool down, which
reduces the potential for a re-criticality as the reactor cools down;

*

Reduces the potential for an operator reactivity control error by reducing the total number of
control rod manipulations;

*

Minimizes the need for manual scrams during plant shutdowns, resulting in less wear on Control
Rod Drive (CRD) system components and CRD mechanisms; and

*

Eliminates unnecessary control rod manipulations at low power, resulting in less wear on Reactor
Manual Control and CRD system components.

4.0 Technical Analvsis
The complete technical analysis of the improved BPWS process is described in NEDO-33091, "Improved
BPWS Control Rod Insertion Process." The Topical Report was approved by the NRC on June 16, 2004
(Reference 2). The technical analysis is summarized below.
The BPWS was originally focused on application to reactor startups; however, it was also applied to
reactor shutdowns, because of the potential for high worth rod patterns during the shutdown process.
However, confirming that control rods are coupled prior to decreasing power below the LPSP eliminates
the potential for a CRDA during the reactor shutdown process, and thus, the need for banking. The
following discusses how control rod coupling is confirmed prior to reducing power to the STS BPWS
Applicability limit during the reactor shutdown process, thereby eliminating the need for the control rod
banking steps.
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NUREG-1433 and NUREG-1434 require coupling checks be performed any time a control rod is fully
withdrawn. Coupling is confirmed by a continuous indication of position "48" on the control rod position
indication display while the operator attempts to withdraw the control rod past position 48. If the control
rod is not coupled, the position 48 indication will extinguish, the over travel light will light, and an alarm
sounds. Therefore, it can be deduced:
*

If a rod has been fully withdrawn during the cycle and then determined to be coupled, and the rod has
not been moved from position 48, then coupling integrity is assured, because of the improbability of a
control rod becoming decoupled when it has not been moved.

*

If after a coupling check is performed for a control rod, the rod is inserted and then withdrawn to the
full out position, it again requires a coupling check. However, if the rod is withdrawn to an
intermediate position, coupling integrity is not assured for this rod.

*

If a rod has been checked for coupling at notch position 48 and the rod has since only been moved
inward, no subsequent coupling check is required, because control rod insertion maintains contact
between the control rod and the drive.

Therefore, to eliminate the possibility of a CRDA, the proposed controls require that any partially inserted
control rods, which have not been confirmed to be coupled since their last withdrawal, be fully inserted
prior to reducing power to the LPSP.
However, if a rod has been checked for coupling at notch position 48 and the rod has since only been
moved inward, this rod is in contact with its drive and thus is not required to be fully inserted prior to
reaching the LPSP. However, if only inward movement cannot be confirmed for a partially inserted
control rod, the control rod shall be fully inserted prior to reducing power to the LPSP.
If a plant is shutting down and all rods not confirmed of coupling cannot be fully inserted prior to the
power being reduced to the LPSP (e.g., shortly after a startup), then compliance with the improved BPWS
shutdown process is not maintained and the process may not be implemented until all rods that are not
confirmed of coupling have been fully inserted. Once all the "non-confirmed" rods are inserted, the
improved BPWS shutdown process is allowed.
Additionally, if a plant is in the process of shutting down while using the improved BPWS control rod
insertion process below the LPSP, no control rod shall be withdrawn unless the control rod pattern is in
compliance with the standard BPWS requirements (e.g., at about 75% or higher control rod density). This
assures that rod withdrawals comply with standard BPWS withdrawal requirements.
To be allowed to utilize this BPWS shutdown process with a stuck control rod which is not fully inserted,
the CRD must have been inserted as much as possible and then disarmed, an evaluation of adequate (per
TS requirements) cold shutdown margin (SDM) must have been completed, and an evaluation that
justified (consistent with STS 3.1.3) operating with a stuck rod must have been approved.
Note that for use of this BPWS shutdown process, special requirements are imposed in order to consider a
rod to be "confirmed" to be coupled. These requirements are implemented to ensure that no single
operator error can result in an incorrect coupling check. Therefore, just for this BPWS shutdown process,
the coupling of each withdrawn control rod is only "confirmed" if the guidance in Section 5.0 of
NEDO-33091 is met. The guidance is summarized as follows:
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The method for "confirming" that control rods are coupled varies depending on the control rod position:
1) No action is required to confirm coupling of fully inserted control rods.
2) For fully withdrawn control rods, control rod coupling must be "confirmed" before reducing power
below the LPSP. If control rod coupling has been checked twice or if a single check has been
verified, and the rod has not been subsequently inserted and withdrawn, the coupling check need not
be repeated prior to reducing power below the LPSP. As noted above, this step ensures that no single
operator error can result in an incorrect coupling check.
3) Control rods in intermediate positions that have not been "confirmed" coupled (at notch position 48
since they were last withdrawn) must be fully inserted prior to power reduction to the LPSP.
However, if a rod has been "confirmed" to be coupled at position 48 and the rod has since only been
moved inward, this rod does not need to be inserted prior to reaching the LPSP.
4) If there is one stuck control rod, its drive must be inserted as much as possible and disarmed, and
continued operation must have been justified per STS 3.1.3, then the improved BPWS shutdown
process is allowed. In all other cases with stuck control rods, the improved BPWS shutdown process
may not be used.
After power is reduced to the LPSP and all rods that were not confirmed coupled have been fully inserted,
the RWM/RPC may be bypassed if it is not programmed to the improved BPWS shutdown sequence. For
plants whose ACTIONS do not permit movement of control rods with the RWM/RPC bypassed (e.g., the
BWR/6 plants) the new bracketed phrase in the Table 3.3.2-1 Applicability footnote must be added to
permit the bypassing and use of the improved shutdown process.
If the plant is in the process of shutting down and fully inserting control rods in a single step with
THERMAL POWER below the LPSP, no control rod shall be withdrawn unless the control rod pattern is
in compliance with standard BPWS requirements.
Additional details are provided in NEDO-33091, which is added as a reference to the STS Bases, similar
to how the original BPWS Topical Report is referenced in the ISTS.
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5.0 Regulatory Analvsis
5.1 No Significant Hazards Consideration
The TSTF has evaluated whether or not a significant hazards consideration is involved with the proposed
generic change by focusing on the three standards set forth in 10 CFR 50.92, "Issuance of amendment,"
as discussed below:
I . Does the proposed change involve a significant increase in the probability or consequences of an
accident previously evaluated?
Response: No.
The proposed change revises the banked position withdrawal sequence (BPWS) for a plant shutdown.
The BPWS is used to minimize the consequences of an accident previously evaluated, i.e., the control
rod drop accident (CRDA). As described in Topical Report NEDO-33091, "Improved BPWS Control
Rod Insertion Process," the revised BPWS process for reactor shutdown eliminates the possibility of a
CRDA by confirming that all control rods are coupled or incapable of being dropped. As a result, the
probability of any accident previously evaluated is not significantly increased. The consequences of
any accident previously evaluated while using the improved BPWS process are not significantly
increased because the revised BPWS process for plant shutdowns provides a level of protection
equivalent to or better than the current BPWS process.
Therefore, the proposed change does not involve a significant increase in the probability or
consequences of an accident previously evaluated.
2. Does the proposed change create the possibility of a new or different kind of accident from any
accident previously evaluated?
Response: No.
No new or different accidents result from utilizing the proposed change. The changes do not involve
a physical alteration of the plant (i.e., no new or different type of equipment will be installed) or a
significant change in the methods governing normal plant operation. In addition, the changes do not
significantly alter any existing requirements except to implement controls to ensure the CRDA cannot
occur during a plant shutdown which do not introduce the possibility of a new or different kind of
accident. The changes do not alter assumptions made in the safety analysis. The proposed changes
are consistent with the safety analysis assumptions and current plant operating practice.
Therefore, the proposed change does not create the possibility of a new or different kind of accident
from any previously evaluated.
3. Does the proposed change involve a significant reduction in a margin of safety?
Response: No.
The existing BPWS process protects the plant from the consequences of a CRDA by minimizing the
reactivity worth of control rods that could be potentially dropped. The improved BPWS process
protects the plant from the consequences of a CRDA during shutdown by ensuring that all control
rods are coupled or otherwise incapable of being dropped. This eliminates the probability of a CRDA
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instead of minimizing the consequences of a CRDA. This increases the margin of safety.
Therefore, the proposed change does not involve a significant reduction in a margin of safety.
Based on the above, the TSTF concludes that the proposed change presents no significant hazards
consideration under the standards set forth in 10 CFR 50.92(c), and, accordingly, a finding of"no
significant hazards consideration" is justified.
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5.2 Applicable Regulatorv Requirements/Criteria
Prevention or mitigation of positive reactivity insertion events is necessary to limit the energy deposition
in the fuel, thereby preventing significant fuel damage, which could result in undue release of
radioactivity. Since the failure consequences for U0 2 have been shown to be insignificant below fuel
energy depositions of 300 cal/gm, the fuel damage limit of 280 cal/gm provides a margin of safety from
significant core damage, which would result in release of radioactivity. Generic evaluations of a design
basis CRDA (i.e., a CRDA resulting in a peak fuel energy deposition of 280 cal/gm) using the existing or
improved BPWS process have shown that the peak fuel enthalpy remains below 280 cal/gm and the
maximum reactor pressure will be less than the required ASME Code limits and the calculated offsite
doses will be well within the required limits of 10 CFR 100.
In conclusion, based on the considerations discussed above, (1) there is reasonable assurance that the
health and safety of the public will not be endangered by operation in the proposed manner, (2) such
activities will be conducted in compliance with the Commission's regulations, and (3) the approval of the
proposed change will not be inimical to the common defense and security or to the health and safety of
the public.
6.0 Environmental Consideration
A review has determined that the proposed change would change a requirement with respect to
installation or use of a facility component located within the restricted area, as defined in 10 CFR 20, or
would change an inspection or surveillance requirement. However, the proposed change does not involve
(i) a significant hazards consideration, (ii) a significant change in the types or significant increase in the
amounts of any effluent that may be released offsite, or (iii) a significant increase in individual or
cumulative occupational radiation exposure. Accordingly, the proposed change meets the eligibility
criterion for categorical exclusion set forth in 10 CFR 51.22(c)(9). Therefore, pursuant to 10 CFR
51.22(b), no environmental impact statement or environmental assessment need be prepared in connection
with the proposed change.
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Ref. 3.3.2.1 Bases

Control Rod Block Instrumentation

SR 3.3.2.1.1 Bases

Control Rod Block Instrumentation

SR 3.3.2.1.2 Bases

Control Rod Block Instrumentation

NUREG(s)y 1433 Only

LCO 3.3.2.1

Control Rod Block Instrumentation

NUREG(s)- 1434 Only

Change Description:

Table 3.3.2.1-1
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BASES
APPLICABLE SAFETY ANALYSES (continued)
Generic analysis of the BPWS (Ref. 1) has demonstrated that the
280 cal/gm fuel damage limit will not be violated during a CRDA while
following the BPWS MODE mode of operation. The generic BPWS
analysis (Ref. 8) also evaluates the effect of fully inserted, inoperable
control rods not in compliance with the sequence, to allow a limited
number (i.e., eight) and distribution of fully inserted, inoperable control
rods.
When performing a shutdown of the plant, an optional BPWS control rod
sequence (Ref. 9) may be used provided that all withdrawn control rods
have been confirmed to be coupled. The rods may be inserted without
the need to stop at intermediate positions since the possibility of a CRDA
is eliminated by the confirmation that withdrawn control rods are coupled.
When using the Reference 9 control rod sequence for shutdown. the rod
worth minimizer may be reprogrammed to enforce the requirements of the
improved BPWS control rod insertion, or may be bypassed and the
improved BPWS shutdown sequence implemented under LCO 3.3.2.1.
Condition D controls.
In order to use the Reference 9 BPWS shutdown process, an extra check
is required in order to consider a control rod to be 'confirmed" to be
coupled. This extra check ensures that no Single Operator Error can
result in an incorrect coupling check. For purposes of this shutdown
process, the method for confirming that control rods are coupled varies
depending on the position of the control rod in the core. Details on this
coupling confirmation requirement are provided in Reference 9. If the
requirements for use of the BPWS control rod insertion process contained
in Reference 9 are followed, the plant is considered to be in compliance
with BPWS requirements, as required by LCO 3.1.6.
Rod pattern control satisfies Criterion 3 of 10 CFR 50.36(c)(2)(ii).
LCO

STS
BWRI4 STS
BWR/4

Compliance with the prescribed control rod sequences minimizes the
potential consequences of a CRDA by limiting the initial conditions to
those consistent with the BPWS. This LCO only applies to OPERABLE
control rods. For inoperable control rods required to be inserted,
separate requirements are specified in LCO 3.1.3, "Control Rod
OPERABILITY," consistent with the allowances for inoperable control
rods in the BPWS.

B 3.1.6-2
B 3.1 .6-2
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Rod Pattern Control
B 3.1.6

BASES
REFERENCES (continued)

BWR14 STS

6.

NEDO-21778-A, "Transient Pressure Rises Affected Fracture
Toughness Requirements for Boiling Water Reactors,"
December 1978.

7.

ASME, Boiler and Pressure Vessel Code.

8.

NEDO-21231, "Banked Position Withdrawal Sequence,"
January 1977.

9.

NEDO 33091. Revision 2, 'Improved BPWS Control Rod Insertion
Process," April 2003.
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Control Rod Block Instrumentation
B 3.3.2.1
BASES
APPLICABLE SAFETY ANALYSES, LCO, and APPLICABILITY (continued)
Nominal trip setpoints are specified in the setpoint calculations. The
nominal setpoints are selected to ensure that the setpoints do not exceed
the Allowable Values between successive CHANNEL CALIBRATIONS.
Operation with a trip setpoint less conservative than the nominal trip
setpoint, but within its Allowable Value, is acceptable. Trip setpoints are
those predetermined values of output at which an action should take
place. The setpoints are compared to the actual process parameter (e.g.,
reactor power), and when the measured output value of the process
parameter exceeds the setpoint, the associated device (e.g., trip unit)
changes state. The analytic limits are derived from the limiting values of
the process parameters obtained from the safety analysis. The Allowable
Values are derived from the analytic limits, corrected for calibration,
process, and some of the instrument errors. The trip setpoints are then
determined accounting for the remaining instrument errors (e.g., drift).
The trip setpoints derived in this manner provide adequate protection
because instrumentation uncertainties, process effects, calibration
tolerances, instrument drift, and severe environment errors (for channels
that must function in harsh environments as defined by 10 CFR 50.49)
are accounted for.
The RBM is assumed to mitigate the consequences of an RWE event
when operating 2 29% RTP. Below this power level, the consequences
of an RWE event will not exceed the MCPR SL and, therefore, the RBM
is not required to be OPERABLE (Ref. 3). When operating < 90% RTP,
analyses (Ref. 3) have shown that with an initial MCPR 2 1.70, no RWE
event will result in exceeding the MCPR SL. Also, the analyses
demonstrate that when operating at > 90% RTP with MCPR 2 1.40, no
RWE event will result in exceeding the MCPR SL (Ref. 3). Therefore,
under these conditions, the RBM is also not required to be OPERABLE.
2. Rod Worth Minimizer
The RWM enforces the banked position withdrawal sequence (BPWS) to
ensure that the initial conditions of the CRDA analysis are not violated.
The analytical methods and assumptions used in evaluating the CRDA
are summarized in References 4, 5, 6, ELand i8. The standard BPWS
requires that control rods be moved in groups, with all control rods
assigned to a specific group required to be within specified banked
positions. Requirements that the control rod sequence is in compliance
with the BPWS are specified in LCO 3.1.6, "Rod Pattem Control."
When performing a shutdown of the plant, an ontional BPWS control rod
sequence (Ref. 7) may be used if the coupling of each withdrawn control
rod has been confirmed. The rods may be inserted without the need to
stop at intermediate positions. When using the Reference 7 control rod
insertion sequence for shutdown, the rod worth minimizer may be
BWR/4 STS

B 3.3.2.1-3
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Control Rod Block Instrumentation
B 3.3.2.1
BASES
APPLICABLE SAFETY ANALYSES, LCO, and APPLICABILITY (continued)
reprogrammed to enforce the requirements of the improved BPWS
control rod insertion, or may be bypassed and the improved BPWS
shutdown sequence implemented under the controls in Condition D..
The RWM Function satisfies Criterion 3 of 10 CFR 50.36(c)(2)(ii).
Since the RWM is a hardwired system designed to act as a backup to
operator control of the rod sequences, only one channel of the RWM is
available and required to be OPERABLE (Ref. 78). Special
circumstances provided for in the Required Action of LCO 3.1.3, "Control
Rod OPERABILITY," and LCO 3.1.6 may necessitate bypassing the
RWM to allow continued operation with inoperable control rods, or to
allow correction of a control rod pattern not in compliance with the BPWS.
The RWM may be bypassed as required by these conditions, but then it
must be considered inoperable and the Required Actions of this LCO
followed.
Compliance with the BPWS, and therefore OPERABILITY of the RWM, is
required in MODES 1 and 2 when THERMAL POWER is < 10% RTP.
When THERMAL POWER is > 10% RTP, there is no possible control rod
configuration that results in a control rod worth that could exceed the
280 cal/gm fuel damage limit during a CRDA (Refs. 5 and 78). In
MODES 3 and 4, all control rods are required to be inserted into the core;
therefore, a CRDA cannot occur. In MODE 5, since only a single control
rod can be withdrawn from a core cell containing fuel assemblies,
adequate SDM ensures that the consequences of a CRDA are
acceptable, since the reactor will be subcritical.
3. Reactor Mode Switch - Shutdown Position
During MODES 3 and 4, and during MODE 5 when the reactor mode
switch is required to be in the shutdown position, the core is assumed to
be subcritical; therefore, no positive reactivity insertion events are
analyzed. The Reactor Mode Switch - Shutdown Position control rod
withdrawal block ensures that the reactor remains subcritical by blocking
control rod withdrawal, thereby preserving the assumptions of the safety
analysis.
The Reactor Mode Switch - Shutdown Position Function satisfies
Criterion 3 of 10 CFR 50.36(c)(2)(ii).

STS
BWRI4 STS
BWR/4
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Control Rod Block Instrumentation
B 3.3.2.1
BASES
ACTIONS (continued)
E.1 and E.2
With one Reactor Mode Switch - Shutdown Position control rod
withdrawal block channel inoperable, the remaining OPERABLE channel
is adequate to perform the control rod withdrawal block function.
However, since the Required Actions are consistent with the normal
action of an OPERABLE Reactor Mode Switch - Shutdown Position
Function (i.e., maintaining all control rods inserted), there is no distinction
between having one or two channels inoperable.
In both cases (one or both channels inoperable), suspending all control
rod withdrawal and initiating action to fully insert all insertable control rods
in core cells containing one or more fuel assemblies will ensure that the
core is subcritical with adequate SDM ensured by LCO 3.1.1. Control
rods in core cells containing no fuel assemblies do not affect the reactivity
of the core and are therefore not required to be inserted. Action must
continue until all insertable control rods in core cells containing one or
more fuel assemblies are fully inserted.
SURVEILLANCE
REQUIREMENTS

REVIEWER'S NOTE------Certain Frequencies are based on approved topical reports. In order for a
licensee to use these Frequencies, the licensee must justify the
Frequencies as required by the staff SER for the topical report.

---------------

As noted at the beginning of the SRs, the SRs for each Control Rod Block
instrumentation Function are found in the SRs column of Table 3.3.2.1-1.
The Surveillances are modified by a Note to indicate that when an RBM
channel is placed in an inoperable status solely for performance of
required Surveillances, entry into associated Conditions and Required
Actions may be delayed for up to 6 hours provided the associated
Function maintains control rod block capability. Upon completion of the
Surveillance, or expiration of the 6 hour allowance, the channel must be
returned to OPERABLE status or the applicable Condition entered and
Required Actions taken. This Note is based on the reliability analysis
(Ref. 910) assumption of the average time required to perform channel
Surveillance. That analysis demonstrated that the 6 hour testing
allowance does not significantly reduce the probability that a control rod
block will be initiated when necessary.
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Control Rod Block Instrumentation
B 3.3.2.1
BASES
SURVEILLANCE REQUIREMENTS (continued)
SR 3.3.2.1.1
A CHANNEL FUNCTIONAL TEST is performed for each RBM channel to
ensure that the entire channel will perform the intended function. It
includes the Reactor Manual Control Multiplexing System input. A
successful test of the required contact(s) of a channel relay may be
performed by the verification of the change of state of a single contact of
the relay. This clarifies what is an acceptable CHANNEL FUNCTIONAL
TEST of a relay. This is acceptable because all of the other required
contacts of the relay are verified by other Technical Specifications and
non-Technical Specifications tests at least once per refueling interval with
applicable extensions.
Any setpoint adjustment shall be consistent with the assumptions of the
current plant specific setpoint methodology. The Frequency of 92 days is
based on reliability analyses (Ref. 89).
SR 3.3.2.1.2 and SR 3.3.2.1.3
A CHANNEL FUNCTIONAL TEST is performed for the RWM to ensure
that the entire system will perform the intended function. A successful
test of the required contact(s) of a channel relay may be performed by the
verification of the change of state of a single contact of the relay. This
clarifies what is an acceptable CHANNEL FUNCTIONAL TEST of a relay.
This is acceptable because all of the other required contacts of the relay
are verified by other Technical Specifications and non-Technical
Specifications tests at least once per refueling interval with applicable
extensions. The CHANNEL FUNCTIONAL TEST for the RWM is
performed by attempting to withdraw a control rod not in compliance with
the prescribed sequence and verifying a control rod block occurs. As
noted in the SRs, SR 3.3.2.1.2 is not required to be performed until 1 hour
after any control rod is withdrawn in MODE 2. As noted, SR 3.3.2.1.3 is
not required to be performed until 1 hour after THERMAL POWER is
s 10% RTP in MODE 1. This allows entry into MODE 2 for SR 3.3.2.1.2,
and entry into MODE 1 when THERMAL POWER is 5 10% RTP for
SR 3.3.2.1.3, to perform the required Surveillance if the 92 day
Frequency is not met per SR 3.0.2. The 1 hour allowance is based on
operating experience and in consideration of providing a reasonable time
in which to complete the SRs. The Frequencies are based on reliability
analysis (Ref. 89).
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Control Rod Block Instrumentation
B 3.3.2.1
BASES
SURVEILLANCE REQUIREMENTS (continued)
SR 3.3.2.1.8
The RWM will only enforce the proper control rod sequence if the rod
sequence is properly input into the RWM computer. This SR ensures that
the proper sequence is loaded into the RWM so that it can perform its
intended function. The Surveillance is performed once prior to declaring
RWM OPERABLE following loading of sequence into RWM, since this is
when rod sequence input errors are possible.
REFERENCES

1. FSAR, Section [7.6.2.2.5].
2.

FSAR, Section [7.6.8.2.6].

3.

NEDC-30474-P, "Average Power Range Monitor, Rod Block Monitor,
and Technical Specification Improvements (ARTS) Program for
Edwin I. Hatch Nuclear Plants," December 1983.

4.

NEDE-2401 1-P-A-9-US, "General Electrical Standard Application for
Reload Fuel," Supplement for United States, Section S 2.2.3.1,
September 1988.

5. "Modifications to the Requirements for Control Rod Drop Accident
Mitigating Systems," BWR Owners' Group, July 1986.
6.

NEDO-21231, "Banked Position Withdrawal Sequence,"
January 1977.

7.

NEDO 33091, Revision 2. "Improved BPWS Control Rod Insertion
Process," April 2003.

78. NRC SER, "Acceptance of Referencing of Licensing Topical Report
NEDE-2401 1-P-A," "General Electric Standard Application for
Reactor Fuel, Revision 8, Amendment 17," December 27, 1987.
89. NEDC-30851-P-A, "Technical Specification Improvement Analysis for
BWR Control Rod Block Instrumentation," October 1988.
010.GENE-770-06-1, "Addendum to Bases for Changes to Surveillance
Test Intervals and Allowed Out-of-Service Times for Selected
Instrumentation Technical Specifications," February 1991.
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3.3.2.1
Table 3.3.2.1-1 (page 1 of 1)
Control Rod Block Instrumentation

FUNCTION

1.

REQUIRED
CHANNELS

[(a)]

2

SR 3.3.2.1.1
SR 3.3.2.1.6
SR 3.3.2.1.7

I(b)]

2

SR 3.3.2.1.2
SR 3.3.2.1.5
SR 3.3.2.1.7

1(c), 2(c)

2

SR
SR
SR
SR
SR

(d)

2

SR 3.3.2.1.8

SURVEILLANCE
REQUIREMENTS

Rod Pattern Control System
a.

b.

2.

APPLICABLE
MODES OR OTHER
SPECIFIED
CONDITIONS

Rod withdrawal limiter

Rod pattern controller

Reactor Mode Switch - Shutdown Position

3.3.2.1.3
3.3.2.1.4
3.3.2.1.5
3.3.2.1.7
3.3.2.1.9

(a) THERMAL POWER > [70]% RTP.
(b) THERMAL POWER > [351% RTP and S (70]% RTP.
(c)

With THERMAL POWER < [1 0]% RTP r. except during the reactor shutdown process if the coupling of each
withdrawn control rod has been confirmedl.

(d) Reactor mode switch in the shutdown position.
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Rod Pattern Control
B 3.1.6
BASES
APPLICABLE SAFETY ANALYSES (continued)
The generic BPWS analysis (Ref. 9) also evaluated the effect of fully
inserted, inoperable control rods not in compliance with the sequence, to
allow a limited number (i.e., eight) and distribution of fully inserted,
inoperable control rods.
When performing a shutdown of the plant, an optional BPWS control rod
sequence (Ref. 10) may be used provided that all withdrawn control rods
have been confirmed to be coupled. The rods may be inserted without
the need to ston at intermediate positions since the Possibility of a CRDA
is eliminated by the confirmation that withdrawn control rods are coupled.
When using the Reference 10 control rod sequence for shutdown, the rod
pattern controller may be reprogrammed to enforce the requirements of
the improved BPWS control rod insertion process for bypassed in
accordance with the allowance provided in the Applicability Note for the
Rod Pattern Controller in Table 3.3.2.1-1.1
In order to use the Reference 10 BPWS shutdown process, an extra
check is required in order to consider a control rod to be "confirmed" to be
coupled. This extra check ensures that no Single Operator Error can
result in an incorrect coupling check. For purposes of this shutdown
process, the method for confirming that control rods are coupled varies
depending on the position of the control rod in the core. Details on this
coupling confirmation requirement are provided in Reference 10. If the
requirements for use of the BPWS control rod insertion process contained
in Reference 10 are followed, the plant is considered to be in compliance
with BPWS requirements, as required by LCO 3.1.6.
Rod pattern control satisfies the requirements of Criterion 3 of
10 CFR 50.36(c)(2)(ii).
LCO

BWR/6 STS

Compliance with the prescribed control rod sequences minimizes the
potential consequences of a CRDA by limiting the initial conditions to
those consistent with the BPWS. This LCO only applies to OPERABLE
control rods. For inoperable control rods required to be inserted,
separate requirements are specified in LCO 3.1.3, "Control Rod
OPERABILITY," consistent with the allowances for inoperable control
rods in the BPWS.
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Rod Pattern Control
B 3.1.6
BASES
REFERENCES (continued)
7.

NEDO-21778-A, "Transient Pressure Rises Affected Fracture
Toughness Requirements for Boiling Water Reactors,"
December 1978.

8.

ASME, Boiler and Pressure Vessel Code.

9. NEDO-21231, "Banked Position Withdrawal Sequence,"
January 1977.
10. NEDO 33091, Revision 2, 'Improved BPWS Control Rod Insertion
Process." April 2003.
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Control Rod Block Instrumentation
B 3.3.2.1
BASES
APPLICABLE SAFETY ANALYSES, LCO, and APPLICABILITY (continued)
changes state. The analytic limits are derived from the limiting values of
the process parameters obtained from the safety analysis. The Allowable
Values are derived from the analytic limits, corrected for calibration,
process, and some of the instrument errors. The trip setpoints are then
determined accounting for the remaining instrument errors (e.g., drift).
The trip setpoints derived in this manner provide adequate protection
because instrumentation uncertainties, process effects, calibration
tolerances, instrument drive, and severe environment errors (for channels
that must function in harsh environments as defined by 10 CFR 50.49)
are accounted for.
The RWL is assumed to mitigate the consequences of an RWE event
when operating > 35% RTP. Below this power level, the consequences
of an RWE event will not exceed the MCPR, and therefore the RWL is not
required to be OPERABLE (Ref. 3).
1.b. Rod Pattern Controller
The RPC enforces the banked position withdrawal sequence (BPWS) to
ensure that the initial conditions of the CRDA analysis are not violated.
The analytical methods and assumptions used in evaluating the CRDA
are summarized in References 4, 5, 6Land 76. The standard BPWS
requires that control rods be moved in groups, with all control rods
assigned to a specific group required to be within specified banked
positions. Requirements that the control rod sequence is in compliance
with BPWS are specified in LCO 3.1.6, "Rod Pattern Control."
When performing a shutdown of the plant, an optional BPWS control rod
sequence (Ref. 6) may be used if the coupling of each withdrawn control
rod has been confirmed. The rods may be inserted without the need to
stop at intermediate positions. When using the Reference 6 control rod
insertion sequence for shutdown, the rod Pattern controller may be
reprogrammed to enforce the requirements of the improved BPWS
control rod insertion process F.or it can be bypassed if it is not
programmed to reflect the optional BPWS shutdown sequence, as
permitted by the Applicability Note for the RPC in Table 3.3.2.1-11.
The Rod Pattern Controller Function satisfies Criterion 3 of
10 CFR 50.36(c)(2)(ii).
Since the RPC is a backup to operator control of control rod sequences,
only a single channel would be required OPERABLE to satisfy Criterion 3
(Ref. 67). However, the RPC is designed as a dual channel system and
will not function without two OPERABLE channels. Required Actions of
LCO 3.1.3, "Control Rod OPERABILITY," and LCO 3.1.6 may necessitate
bypassing individual control rods in the Rod Action Control System
BWR/6 STS
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Control Rod Block Instrumentation
B 3.3.2.1
BASES
ACTIONS (continued)
until all insertable control rods in core cells containing one or more fuel
assemblies are fully inserted.
SURVEILLANCE
REQUIREMENTS

----------- REVIEWER'S NOTE----------------Certain Frequencies are based on approved topical reports. In order for a
licensee to use these Frequencies, the licensee must justify the
Frequencies as required by the staff SER for the topical report.
As noted at the beginning of the SR, the SRs for each Control Rod Block
instrumentation Function are found in the SRs column of Table 3.3.2.1-1.
The Surveillances are also modified by a Note to indicate that when an
RWL channel is placed in an inoperable status solely for performance of
required Surveillances, entry into associated Conditions and Required
Actions may be delayed for up to 6 hours, provided the associated
Function maintains control rod block capability. Upon completion of the
Surveillance, or expiration of the 6 hour allowance, the channel must be
returned to OPERABLE status or the applicable Condition entered and
Required Actions taken. This Note is based on the reliability analysis
(Ref. 89) assumption of the average time required to perform channel
Surveillance. That analysis demonstrated that the 6 hour testing
allowance does not significantly reduce the probability that a control rod
block will be initiated when necessary.
SR 3.3.2.1.1. SR 3.3.2.1.2. SR 3.3.2.1.3. and SR 3.3.2.1.4
The CHANNEL FUNCTIONAL TESTS for the RPC and RWL are
performed by attempting to withdraw a control rod not in compliance with
the prescribed sequence and verifying that a control rod block occurs. A
successful test of the required contact(s) of a channel relay may be
performed by the verification of the change of state of a single contact of
the relay. This clarifies what is an acceptable CHANNEL FUNCTIONAL
TEST of a relay. This is acceptable because all of the other required
contacts of the relay are verified by other Technical Specifications and
non-Technical Specifications tests at least once per refueling interval with
applicable extensions. Any setpoint adjustment shall be consistent with
the assumptions of the current plant specific setpoint methodology. As
noted, the SRs are not required to be performed until 1 hour after
specified conditions are met (e.g., after any control rod is withdrawn in
MODE 2). This allows entry into the appropriate conditions needed to
perform the required SRs. The Frequencies are based on reliability
analysis (Ref. 78).
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Control Rod Block Instrumentation
B 3.3.2.1
BASES
REFERENCES

1. FSAR, Section [7.6.1.7.3].
2.

FSAR, Section [15.4.2].

3.

NEDE-2401 1-P-A-9-US, "General Electrical Standard Application for
Reload Fuel," Supplement for United States, Section S 2.2.3.1,
September 1988.

4.

"Modifications to the Requirements for Control Rod Drop Accident
Mitigating Systems," BWR Owners Group, July 1986.

5.

NEDO-21231, "Banked Position Withdrawal Sequence,"
January 1977.

6.

NEDO 33091. Revision 2, "Improved BPWS Control Rod Insertion
Process," April 2003.

67. NRC SER, Acceptance of Referencing of Licensing Topical Report
NEDE-24011-P-A, "General Electric Standard Application for Reactor
Fuel, Revision 8, Amendment 17," December 27,1987.
78. NEDC-30851-P-A, "Technical Specification Improvement Analysis for
BWR Control Rod Block Instrumentation," October 1988.
89. GENE-770-06-1, "Addendum to Bases for Changes to Surveillance
Test Intervals and Allowed Out-of-Service Times for Selected
Instrumentation Technical Specifications," February 1991.
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Control Rod Block Instrumentation
3.3.2.1
3.3 INSTRUMENTATION
3.3.2.1

Control Rod Block Instrumentation

LCO 3.3.2.1

The control rod block instrumentation for each Function in Table 3.3.2.1 -1
shall be OPERABLE.

APPLICABILITY:

According to Table 3.3.2.1 -1.

ACTIONS
CONDITION

REQUIRED ACTION

COMPLETION TIME

A. One or more rod
withdrawal limiter (RWL)
channels inoperable.

A.1

Suspend control rod
withdrawal.

Immediately

B. One or more rod pattern
controller channels
inoperable.

B.1

Suspend control rod
movement except by
scram.

Immediately

C. One or more Reactor
Mode Switch - Shutdown
Position channels
inoperable.

C.1

Suspend control rod
withdrawal.

Immediately

Initiate action to fully insert
all insertable control rods in
core cells containing one or
more fuel assemblies.

Immediately

AND
C.2
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Control Rod Block Instrumentation
3.3.2.1
SURVEILLANCE REQUIREMENTS
---------------------------------------------------------- NOTES---------------------------------------------------------1. Refer to Table 3.3.2.1-1 to determine which SRs apply for each Control Rod Block
Function.
2.

When an RWL channel is placed in an inoperable status solely for performance of required
Surveillances, entry into associated Conditions and Required Actions may be delayed for
up to 6 hours provided the associated Function maintains control rod block capability.
- - --_-- -

-- - --

- --

- -

- -_--

-

- -

--

-

_--

-

- - -

- -

--

-

-

SURVEILLANCE
SR 3.3.2.1.1

SR 3.3.2.1.5

BWR/6 STS

- - -_-- _--- _-- -

-

-

FREQUENCY

[92] days

[92] days

------------------------ -NOTE -----------------------Not required to be performed until 1 hour after any
control rod is withdrawn at 5 [1 0]% RTP in MODE 2.
Perform CHANNEL FUNCTIONAL TEST.

SR 3.3.2.1.4

-

------------------------------ NOTE----------------------------Not required to be performed until 1 hour after
THERMAL POWER is > 35% RTP and s 70% RTP.
Perform CHANNEL FUNCTIONAL TEST.

SR 3.3.2.1.3

--

----NOTE-------------------------Not required to be performed until 1 hour after
THERMAL POWER is > [70]% RTP.
Perform CHANNEL FUNCTIONAL TEST.

SR 3.3.2.1.2

- -

[92] days

----------------------- -NOTE----------Not required to be performed until 1 hour after
THERMAL POWER is< [10]% RTP in MODE 1.
Perform CHANNEL FUNCTIONAL TEST.

[92] days

Calibrate the trip unit.

92 days
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Control Rod Block Instrumentation
3.3.2.1
SURVEILLANCE REQUIREMENTS (continued)
SURVEILLANCE

FREQUENCY

SR 3.3.2.1.6

Verify the RWL high power Function is not bypassed
when THERMAL POWER is > [70]% RTP.

92 days

SR 3.3.2.1.7

Perform CHANNEL CALIBRATION. The Allowable
Value shall be:

184 days

a.

Low power setpoint, > [1 0]% RTP and
< [35]% RTP and

b. High power setpoint, 5 [70]% RTP.
SR 3.3.2.1.8

SR 3.3.2.1.9

BWR/6 STS

------------- -------- NOTE-----------------------------Not required to be performed until 1 hour after
reactor mode switch is in the shutdown position.
Perform CHANNEL FUNCTIONAL TEST.

[18] months

Verify the bypassing and movement of control rods
required to be bypassed in Rod Action Control
System (RACS) by a second licensed operator or
other qualified member of the technical staff.

Prior to and
during the
movement of
control rods
bypassed in
RACS
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3.3.2.1
Table 3.3.2.1-1 (page 1 of 1)
Control Rod Block Instrumentation

FUNCTION

APPLICABLE
MODES OR OTHER
SPECIFIED
CONDITIONS

REQUIRED
CHANNELS

[(a)]

2

SR 3.3.2.1.1
SR 3.3.2.1.6
SR 3.3.2.1.7

[(b)]

2

SR 3.3.2.1.2
SR 3.3.2.1.5
SR 3.3.2.1.7

i c, 2()

2

SR
SR
SR
SR
SR

(d)

2

SR 3.3.2.1.8

SURVEILLANCE
REQUIREMENTS

1. Rod Pattern Control System
a. Rod withdrawal limiter

b.

2.

Rod pattern controller

Reactor Mode Switch - Shutdown Position

3.3.2.1.3
3.3.2.1.4
3.3.2.1.5
3.3.2.1.7
3.3.2.1.9

(a) THERMAL POWER > f70]% RTP.
(b)

THiERMAL POWER > [35]% RTP and

1[70]% RTP.

(c)

With THERMAL POWER s [10]% RTP [, except during the reactor shutdown process if the coupling of each
withdrawn control rod has been confirmed].

(d) Reactor mode switch in the shutdown position.

BWR/6 STS

3.3.2.1 -4

Rev. 3.0, 03/31/04

Rod Pattern Control
B 3.1.6
B 3.1 REACTIVITY CONTROL SYSTEMS
B 3.1.6 Rod Pattern Control
BASES
BACKGROUND

Control rod patterns during startup conditions are controlled by the
operator and the rod worth minimizer (RWM) (LCO 3.3.2.1, "Control Rod
Block Instrumentation"), so that only specified control rod sequences and
relative positions are allowed over the operating range of all control rods
inserted to [10]% RTP. The sequences limit the potential amount of
reactivity addition that could occur in the event of a Control Rod Drop
Accident (CRDA).
This Specification assures that the control rod patterns are consistent with
the assumptions of the CRDA analyses of References 1 and 2.

APPLICABLE
SAFETY
ANALYSES

The analytical methods and assumptions used in evaluating the CRDA
are summarized in References 1 and 2. CRDA analyses assume that
the reactor operator follows prescribed withdrawal sequences. These
sequences define the potential initial conditions for the CRDA analysis.
The RWM (LCO 3.3.2.1) provides backup to operator control of the
withdrawal sequences to ensure that the initial conditions of the CRDA
analysis are not violated.
Prevention or mitigation of positive reactivity insertion events is necessary
to limit the energy deposition in the fuel, thereby preventing significant
fuel damage which could result in the undue release of radioactivity.
Since the failure consequences for U0 2 have been shown to be
insignificant below fuel energy depositions of 300 cal/gm (Ref. 3), the fuel
damage limit of 280 calgm provides a margin of safety from significant
core damage which would result in release of radioactivity (Refs. 4
and 5). Generic evaluations (Refs. 1 and 6) of a design basis CRDA (i.e.,
a CRDA resulting in a peak fuel energy deposition of 280 caVgm) have
shown that if the peak fuel enthalpy remains below 280 cal/gm, then the
maximum reactor pressure will be less than the required ASME Code
limits (Ref. 7) and the calculated offsite doses will be well within the
required limits (Ref. 5).
Control rod patterns analyzed in Reference 1 follow the banked position
withdrawal sequence (BPWS). The BPWS is applicable from the
condition of all control rods fully inserted to [10]% RTP (Ref. 2). For the
BPWS, the control rods are required to be moved in groups, with all
control rods assigned to a specific group required to be within specified
banked positions (e.g., between notches 08 and 12). The banked
positions are established to minimize the maximum incremental control
rod worth without being overly restrictive during normal plant operation.
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Rod Pattern Control
B 3.1.6
BASES
APPLICABLE SAFETY ANALYSES (continued)
Generic analysis of the BPWS (Ref. 1) has demonstrated that the
280 cal/gm fuel damage limit will not be violated during a CRDA while
following the BPWS mode of operation. The generic BPWS analysis
(Ref. 8) also evaluates the effect of fully inserted, inoperable control rods
not in compliance with the sequence, to allow a limited number (i.e.,
eight) and distribution of fully inserted, inoperable control rods.
When performing a shutdown of the plant, an optional BPWS control rod
sequence (Ref. 9) may be used provided that all withdrawn control rods
have been confirmed to be coupled. The rods may be inserted without
the need to stop at intermediate positions since the possibility of a CRDA
is eliminated by the confirmation that withdrawn control rods are coupled.
When using the Reference 9 control rod sequence for shutdown, the rod
worth minimizer may be reprogrammed to enforce the requirements of the
improved BPWS control rod insertion, or may be bypassed and the
improved BPWS shutdown sequence implemented under LCO 3.3.2.1,
Condition D controls.
In order to use the Reference 9 BPWS shutdown process, an extra check
is required in order to consider a control rod to be "confirmed" to be
coupled. This extra check ensures that no Single Operator Error can
result in an incorrect coupling check. For purposes of this shutdown
process, the method for confirming that control rods are coupled varies
depending on the position of the control rod in the core. Details on this
coupling confirmation requirement are provided in Reference 9. Ifthe
requirements for use of the BPWS control rod insertion process contained
in Reference 9 are followed, the plant is considered to be in compliance
with BPWS requirements, as required by LCO 3.1.6.
Rod pattern control satisfies Criterion 3 of 10 CFR 50.36(c)(2)(ii).
LCO

STS
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Compliance with the prescribed control rod sequences minimizes the
potential consequences of a CRDA by limiting the initial conditions to
those consistent with the BPWS. This LCO only applies to OPERABLE
control rods. For inoperable control rods required to be inserted,
separate requirements are specified in LCO 3.1.3, NControl Rod
OPERABILITY," consistent with the allowances for inoperable control
rods in the BPWS.
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Rod Pattern Control
B 3.1.6
BASES
APPLICABILITY

In MODES 1 and 2, when THERMAL POWER is < [10]% RTP, the CRDA
is a Design Basis Accident and, therefore, compliance with the
assumptions of the safety analysis is required. When THERMAL
POWER is > [10]% RTP, there is no credible control rod configuration that
results in a control rod worth that could exceed the 280 cal/gm fuel
damage limit during a CRDA (Ref. 2). In MODES 3, 4, and 5, since the
reactor is shut down and only a single control rod can be withdrawn from
a core cell containing fuel assemblies, adequate SDM ensures that the
consequences of a CRDA are acceptable, since the reactor will remain
subcritical with a single control rod withdrawn.

ACTIONS

A.1 and A.2
With one or more OPERABLE control rods not in compliance with the
prescribed control rod sequence, actions may be taken to either correct
the control rod pattern or declare the associated control rods inoperable
within 8 hours. Noncompliance with the prescribed sequence may be the
result of double notching," drifting from a control rod drive cooling water
transient, leaking scram valves, or a power reduction to S [1 0]% RTP
before establishing the correct control rod pattern. The number of
OPERABLE control rods not in compliance with the prescribed sequence
is limited to eight, to prevent the operator from attempting to correct a
control rod pattern that significantly deviates from the prescribed
sequence. When the control rod pattern is not in compliance with the
prescribed sequence, all control rod movement should be stopped except
for moves needed to correct the rod pattern, or scram if warranted.
Required Action A.1 is modified by a Note which allows the RWM to be
bypassed to allow the affected control rods to be returned to their correct
position. LCO 3.3.2.1 requires verification of control rod movement by a
qualified member of the technical staff. This ensures that the control rods
will be moved to the correct position. A control rod not in compliance with
the prescribed sequence is not considered inoperable except as required
by Required Action A.2. OPERABILITY of control rods is determined by
compliance with LCO 3.1.3, Control Rod OPERABILITY," LCO 3.1.4,
"Control Rod Scram Times," and LCO 3.1.5, "Control Rod Scram
Accumulators." The allowed Completion Time of 8 hours is reasonable,
considering the restrictions on the number of allowed out of sequence
control rods and the low probability of a CRDA occurring during the time
the control rods are out of sequence.
B.1 and B.2
If nine or more OPERABLE control rods are out of sequence, the control
rod pattern significantly deviates from the prescribed sequence. Control
rod withdrawal should be suspended immediately to prevent the potential
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ACTIONS (continued)
for further deviation from the prescribed sequence. Control rod insertion
to correct control rods withdrawn beyond their allowed position is allowed
ACTIONS (continued)since, in general, insertion of control rods has less
impact on control rod worth than withdrawals have. Required Action B.1
is modified by a Note which allows the RWM to be bypassed to allow the
affected control rods to be returned to their correct position. LCO 3.3.2.1
requires verification of control rod movement by a qualified member of the
technical staff.
When nine or more OPERABLE control rods are not in compliance with
BPWS, the reactor mode switch must be placed in the shutdown position
within 1 hour. With the mode switch in shutdown, the reactor is shut
down, and as such, does not meet the applicability requirements of this
LCO. The allowed Completion Time of 1 hour is reasonable to allow
insertion of control rods to restore compliance, and is appropriate relative
to the low probability of a CRDA occurring with the control rods out of
sequence.

SURVEILLANCE
REQUIREMENTS

SR 3.1.6.1
The control rod pattern is verified to be in compliance with the BPWS at a
24 hour Frequency to ensure the assumptions of the CRDA analyses are
met. The 24 hour Frequency was developed considering that the primary
check on compliance with the BPWS is performed by the RWM
(LCO 3.3.2.1), which provides control rod blocks to enforce the required
sequence and is required to be OPERABLE when operating at
s [10]% RTP.
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B 3.3.2.1
B 3.3 INSTRUMENTATION
B 3.3.2.1 Control Rod Block Instrumentation
BASES
BACKGROUND

Control rods provide the primary means for control of reactivity changes.
Control rod block Instrumentation includes channel sensors, logic
circuitry, switches, and relays that are designed to ensure that specified
fuel design limits are not exceeded for postulated transients and
accidents. During high power operation, the rod block monitor (RBM)
provides protection for control rod withdrawal error events. During low
power operations, control rod blocks from the rod worth minimizer (RWM)
enforce specific control rod sequences designed to mitigate the
consequences of the control rod drop accident (CRDA). During shutdown
conditions, control rod blocks from the Reactor Mode Switch - Shutdown
Position Function ensure that all control rods remain inserted to prevent
inadvertent criticalities.
The purpose of the RBM is to limit control rod withdrawal if localized
neutron flux exceeds a predetermined setpoint during control rod
manipulations. It is assumed to function to block further control rod
withdrawal to preclude a MCPR Safety Limit (SL) violation. The RBM
supplies a trip signal to the Reactor Manual Control System (RMCS) to
appropriately inhibit control rod withdrawal during power operation above
the low power range setpoint. The RBM has two channels, either of
which can Initiate a control rod block when the channel output exceeds
the control rod block setpoint. One RBM channel inputs into one RMCS
rod block circuit and the other RBM channel inputs into the second RMCS
rod block circuit. The RBM channel signal is generated by averaging a
set of local power range monitor (LPRM) signals at various core heights
surrounding the control rod being withdrawn. A signal from one average
power range monitor (APRM) channel assigned to each Reactor
Protection System (RPS) trip system supplies a reference signal for the
RBM channel in the same trip system. This reference signal is used to
determine which RBM range setpoint (low, intermediate, or high) is
enabled. If the APRM is indicating less than the low power range
setpoint, the RBM Is automatically bypassed. The RBM is also
automatically bypassed if a peripheral control rod is selected (Ref. 1).
The purpose of the RWM is to control rod patterns during startup, such
that only specified control rod sequences and relative positions are
allowed over the operating range from all control rods inserted to
10% RTP. The sequences effectively limit the potential amount and rate
of reactivity increase during a CRDA. Prescribed control rod sequences
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BASES
BACKGROUND (continued)
are stored in the RWM, which will Initiate control rod withdrawal and insert
blocks when the actual sequence deviates beyond allowances from the
stored sequence. The RWM determines the actual sequence based
position indication for each control rod. The RWM also uses feedwater
flow and steam flow signals to determine when the reactor power is
above the preset power level at which the RWM is automatically
bypassed (Ref. 2). The RWM is a single channel system that provides
input into both RMCS rod block circuits.
With the reactor mode switch in the shutdown position, a control rod
withdrawal block is applied to all control rods to ensure that the shutdown
condition is maintained. This Function prevents inadvertent criticality as
the result of a control rod withdrawal during MODE 3 or 4, or during
MODE 5 when the reactor mode switch is required to be in the shutdown
position. The reactor mode switch has two channels, each inputting into
a separate RMCS rod block circuit. A rod block in either RMCS circuit will
provide a control rod block to all control rods.
1. Rod Block Monitor
APPLICABLE
SAFETY
ANALYSES, LCO,
The RBM is designed to prevent violation of the MCPR SL and the
and APPLICABILITY cladding 1% plastic strain fuel design limit that may result from a single
control rod withdrawal error (RWE) event. The analytical methods and
assumptions used in evaluating the RWE event are summarized in
Reference 3. A statistical analysis of RWE events was performed to
determine the RBM response for both channels for each event. From
these responses, the fuel thermal performance as a function of RBM
Allowable Value was determined. The Allowable Values are chosen as a
function of power level. Based on the specified Allowable Values,
operating limits are established.
The RBM Function satisfies Criterion 3 of 10 CFR 50.36(c)(2)(ii).
Two channels of the RBM are required to be OPERABLE, with their
setpoints within the appropriate Allowable Value for the associated power
range, to ensure that no single instrument failure can preclude a rod block
from this Function. The actual setpoints are calibrated consistent with
applicable setpoint methodology.
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BASES
APPLICABLE SAFETY ANALYSES, LCO, and APPLICABILITY (continued)
Nominal trip setpoints are specified in the setpoint calculations. The
nominal setpoints are selected to ensure that the setpoints do not exceed
the Allowable Values between successive CHANNEL CALIBRATIONS.
Operation with a trip setpoint less conservative than the nominal trip
setpoint, but within its Allowable Value, is acceptable. Trip setpoints are
those predetermined values of output at which an action should take
place. The setpoints are compared to the actual process parameter (e.g.,
reactor power), and when the measured output value of the process
parameter exceeds the setpoint, the associated device (e.g., trip unit)
changes state. The analytic limits are derived from the limiting values of
the process parameters obtained from the safety analysis. The Allowable
Values are derived from the analytic limits, corrected for calibration,
process, and some of the Instrument errors. The trip setpoints are then
determined accounting for the remaining instrument errors (e.g., drift).
The trip setpoints derived in this manner provide adequate protection
because Instrumentation uncertainties, process effects, calibration
tolerances, instrument drift, and severe environment errors (for channels
that must function in harsh environments as defined by 10 CFR 50.49)
are accounted for.
The RBM is assumed to mitigate the consequences of an RWE event
when operating 2 29% RTP. Below this power level, the consequences
of an RWE event will not exceed the MCPR SL and, therefore, the RBM
Is not required to be OPERABLE (Ref. 3). When operating < 90% RTP,
analyses (Ref. 3) have shown that with an initial MCPR 2 1.70, no RWE
event will result in exceeding the MCPR SL. Also, the analyses
demonstrate that when operating at 2 90% RTP with MCPR 2 1.40, no
RWE event will result In exceeding the MCPR SL (Ref. 3). Therefore,
under these conditions, the RBM is also not required to be OPERABLE.
2. Rod Worth Minimizer
The RWM enforces the banked position withdrawal sequence (BPWS) to
ensure that the initial conditions of the CRDA analysis are not violated.
The analytical methods and assumptions used In evaluating the CRDA
are summarized in References 4, 5, 6, xand,8. The standard BPWS---requires that control rods be moved in groups, with all control rods
assigned to a specific group required to be within specified banked
positions. Requirements that the control rod sequence is in compliance
with the BPWS are specified in LCO 3.1.6, 'Rod Pattern Control.'
When performing a shutdown of the plant, an optional BPWS control rod
sequence (Ref. 7) may be used if the coupling of each withdrawn control
rod has been confirmed. The rods may be inserted without the need to
stop at intermediate positions. When using the Reference 7 control rod
insertion sequence for shutdown, the rod worth minimizer may be
BWR/4 STS
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BASES
APPLICABLE SAFETY ANALYSES, LCO, and APPLICABILITY (continued)
reprogrammed to enforce the requirements of the improved BPWS
control rod insertion, or may be bypassed and the improved BPWS
shutdown sequence implemented under the controls in Condition D..
The RWM Function satisfies Criterion 3 of 10 CFR 50.36(c)(2)(ii).
Since the RWM is a hardwired system designed to act as a backup to
operator control of the rod sequences, only one channel of the RWM is
available and required to be OPERABLE (Ref.,&. Special circumstances
provided for in the Required Action of LCO 3.1.3, Control Rod
OPERABILITY," and LCO 3.1.6 may necessitate bypassing the RWM to
allow continued operation with inoperable control rods, or to allow
correction of a control rod pattern not in compliance with the BPWS. The
RWM may be bypassed as required by these conditions, but then it must
be considered inoperable and the Required Actions of this LCO followed.

I

Compliance with the BPWS, and therefore OPERABILITY of the RWM, is
required in MODES 1 and 2 when THERMAL POWER is < 10% RTP.
When THERMAL POWER is > 10% RTP, there is no possible control rod
configuration that results in a control rod worth that could exceed the
280 caVgm fuel damage limit during a CRDA (Refs. 5 andg), In
MODES 3 and 4, all control rods are required to be inserted into the core;
therefore, a CRDA cannot occur. In MODE 5, since only a single control
rod can be withdrawn from a core cell containing fuel assemblies,
adequate SDM ensures that the consequences of a CRDA are
acceptable, since the reactor will be subcritical.

I

3. Reactor Mode Switch - Shutdown Position
During MODES 3 and 4, and during MODE 5 when the reactor mode
switch is required to be In the shutdown position, the core is assumed to
be subcritical; therefore, no positive reactivity insertion events are
analyzed. The Reactor Mode Switch - Shutdown Position control rod
withdrawal block ensures that the reactor remains subcritical by blocking
control rod withdrawal, thereby preserving the assumptions of the safety
analysis.
The Reactor Mode Switch - Shutdown Position Function satisfies
Criterion 3 of 10 CFR 50.36(c)(2)(ii).
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Control Rod Block Instrumentation
B 3.3.2.1
BASES
APPLICABLE SAFETY ANALYSES, LCO, and APPLICABILITY (continued)
Two channels are required to be OPERABLE to ensure that no single
channel failure will preclude a rod block when required. There is no
Allowable Value for this Function since the channels are mechanically
actuated based solely on reactor mode switch position.
During shutdown conditions (MODE 3, 4, or 5), no positive reactivity
insertion events are analyzed because assumptions are that control rod
withdrawal blocks are provided to prevent criticality. Therefore, when the
reactor mode switch is in the shutdown position, the control rod
withdrawal block is required to be OPERABLE. During MODE 5 with the
reactor mode switch in the refueling position, the refuel position one-rodout interlock (LCO 3.9.2) provides the required control rod withdrawal
blocks.
ACTIONS

-------------REVIEWER'S NOTE -Certain LCO Completion Times are based on approved topical reports. In
order for the licensee to use the times, the licensee must justify the
Completion Times as required by the staff Safety Evaluation Report
(SER) for the topical report.
A.1
With one RBM channel inoperable, the remaining OPERABLE channel is
adequate to perform the control rod block function; however, overall
reliability is reduced because a single failure in the remaining OPERABLE
channel can result in no control rod block capability for the RBM. For this
reason, Required Action A.1 requires restoration of the inoperable
channel to OPERABLE status. The Completion Time of 24 hours is
based on the low probability of an event occurring coincident with a failure
in the remaining OPERABLE channel.
B.1
If Required Action A.1 Is not met and the associated Completion Time
has expired, the inoperable channel must be placed in trip within 1 hour.
If both RBM channels are inoperable, the RBM is not capable of
performing Its intended function; thus, one channel must also be placed in
trip. This initiates a control rod withdrawal block, thereby ensuring that
the RBM function is met.
The 1 hour Completion Time is intended to allow the operator time to
evaluate and repair any discovered Inoperabilities and is acceptable
because it minimizes risk while allowing time for restoration or tripping of
inoperable channels.
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ACTIONS (continued)

C.1. C.2.1.1. C.2.1.2. and C.2.2
With the RWM inoperable during a reactor startup, the operator is still
capable of enforcing the prescribed control rod sequence. However, the
overall reliability is reduced because a single operator error can result in
violating the control rod sequence. Therefore, control rod movement
must be immediately suspended except by scram. Alternatively, startup
may continue if at least 12 control rods have already been withdrawn, or a
reactor startup with an inoperable RWM was not performed In the last
12 months. Required Actions C.2.1.1 and C.2.1.2 require verification of
these conditions by review of plant logs and control room indications.
Once Required Action C.2.1.1 or C.2.1.2 is satisfactorily completed,
control rod withdrawal may proceed in accordance with the restrictions
imposed by Required Action C.2.2. Required Action C.2.2 allows for the
RWM Function to be performed manually and requires a double check of
compliance with the prescribed rod sequence by a second licensed
operator (Reactor Operator or Senior Reactor Operator) or other qualified
member of the technical staff.
The RWM may be bypassed under these conditions to allow continued
operations. In addition, Required Actions of LCO 3.1.3 and LCO 3.1.6
may require bypassing the RWM, during which time the RWM must be
considered inoperable with Condition C entered and its Required Actions
taken.
D.1
With the RWM Inoperable during a reactor shutdown, the operator is still
capable of enforcing the prescribed control rod sequence. Required
Action D.1 allows for the RWM Function to be performed manually and
requires a double check of compliance with the prescribed rod sequence
by a second licensed operator (Reactor Operator or Senior Reactor
Operator) or other qualified member of the technical staff. The RWM may
be bypassed under these conditions to allow the reactor shutdown to
continue.

BWR/4
BWP/4 STS
STS

B 3.3.2.1-6
B 3.3.2.1-6

Rev. 3.0, 03/31/04
Rev. 3.0, 03/31/04

Control Rod Block Instrumentation
B 3.3.2.1
BASES
ACTIONS (continued)
E.1 and E.2
With one Reactor Mode Switch - Shutdown Position control rod
withdrawal block channel inoperable, the remaining OPERABLE channel
Is adequate to perform the control rod withdrawal block function.
However, since the Required Actions are consistent with the normal
action of an OPERABLE Reactor Mode Switch - Shutdown Position
Function (i.e., maintaining all control rods inserted), there is no distinction
between having one or two channels inoperable.
In both cases (one or both channels inoperable), suspending all control
rod withdrawal and initiating action to fully insert all insertable control rods
in core cells containing one or more fuel assemblies will ensure that the
core is subcritical with adequate SDM ensured by LCO 3.1.1. Control
rods in core cells containing no fuel assemblies do not affect the reactivity'
of the core and are therefore not required to be inserted. Action must
continue until all insertable control rods in core cells containing one or
more fuel assemblies are fully inserted.
SURVEILLANCE
REQUIREMENTS

---------REVIEWER'S NOTE-------Certain Frequencies are based on approved topical reports. In order for a
licensee to use these Frequencies, the licensee must Justify the
Frequencies as required by the staff SER for the topical report.
As noted at the beginning of the SRs, the SRs for each Control Rod Block
instrumentation Function are found in the SRs column of Table 3.3.2.1-1.
The Surveillances are modified by a Note to indicate that when an RBM
channel is placed in an inoperable status solely for performance of
required Surveillances, entry into associated Conditions and Required
Actions may be delayed for up to 6 hours provided the associated
Function maintains control rod block capability. Upon completion of the
Surveillance, or expiration of the 6 hour allowance, the channel must be
returned to OPERABLE status or the applicable Condition entered and
Required Actions taken. This Note is based on the reliability analysis
(Ref. 10) assumption of theaveragetirme required toperfomi channel ----Surveillance. That analysis demonstrated that the 6 hour testing
allowance does not significantly reduce the probability that a control rod
block will be initiated when necessary.
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SURVEILLANCE REQUIREMENTS (continued)
SR 3.3.2.1.1
A CHANNEL FUNCTIONAL TEST is performed for each RBM channel to
ensure that the entire channel will perform the intended function. It
includes the Reactor Manual Control Multiplexing System input. A
successful test of the required contact(s) of a channel relay may be
performed by the verification of the change of state of a single contact of
the relay. This clarifies what Is an acceptable CHANNEL FUNCTIONAL
TEST of a relay. This is acceptable because all of the other required
contacts of the relay are verified by other Technical Specifications and
non-Technical Specifications tests at least once per refueling interval with
applicable extensions.
Any setpoint adjustment shall be consistent with the assumptions of the
current plant specific setpoint methodology. The Frequency of 92 days is

based on reliability analyses (Ref..R)
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SR 3.3.2.1.2 and SR 3.3.2.1.3
A CHANNEL FUNCTIONAL TEST is performed for the RWM to ensure
that the entire system will perform the intended function. A successful
test of the required contact(s) of a channel relay may be performed by the
verification of the change of state of a single contact of the relay. This
clarifies what is an acceptable CHANNEL FUNCTIONAL TEST of a relay.
This is acceptable because all of the other required contacts of the relay
are verified by other Technical Specifications and non-Technical
Specifications tests at least once per refueling interval with applicable
extensions. The CHANNEL FUNCTIONAL TEST for the RWM is
performed by attempting to withdraw a control rod not in compliance with
the prescribed sequence and verifying a control rod block occurs. As
noted in the SRs, SR 3.3.2.1.2 is not required to be performed until 1 hour
after any control rod is withdrawn in MODE 2. As noted, SR 3.3.2.1.3 is
not required to be performed until 1 hour after THERMAL POWER is
5 10% RTP in MODE 1. This allows entry into MODE 2 for SR 3.3.2.1.2,
and entry into MODE 1 when THERMAL POWER is 510% RTP for
SR 3.3.2.1.3, to perform the required Surveillance if the 92 day
Frequency is not met per SR 3.0.2. The 1 hour allowance is based on
operating experience and in consideration of providing a reasonable time
in which to complete the SRs. The Frequencies are based on reliability

analysis(Ref.,)-
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SURVEILLANCE REQUIREMENTS (continued)
SR 3.3.2.1.4
The RBM setpoints are automatically varied as a function of power.
Three Allowable Values are specified in Table 3.3.2.1-1, each within a
specific power range. The power at which the control rod block Allowable
Values automatically change are based on the APRM signal's input to
each RBM channel. Below the minimum power setpoint, the RBM is
automatically bypassed. These power Allowable Values must be verified
periodically to be less than or equal to the specified values. If any power
range setpoint is nonconservative, then the affected RBM channel is
considered Inoperable. Alternatively, the power range channel can be
placed in the conservative condition (i.e., enabling the proper RBM
setpoint). If placed in this condition, the SR is met and the RBM channel
Is not considered inoperable. As noted, neutron detectors are excluded
from the Surveillance because they are passive devices, with minimal
drift, and because of the difficulty of simulating a meaningful signal.
Neutron detectors are adequately tested in SR 3.3.1.1.2 and
SR 3.3.1.1.6. The 18 month Frequency is based on the actual trip
setpoint methodology utilized for these channels.
SR 3.3.2.1.5
The RWM is automatically bypassed when power Is above a specified
value. The power level is determined from feedwater flow and steam flow
signals. The automatic bypass setpoint must be verified periodically to be
s [101% RTP. If the RWM low power setpoint is nonconservative, then
the RWM is considered inoperable. Alternately, the low power setpoint
channel can be placed in the conservative condition (nonbypass). If
placed in the nonbypassed condition, the SR is met and the RWM is not
considered inoperable. The Frequency is based on the trip setpoint
methodology utilized for the low power setpoint channel.
SR 3.3.2.1.6
A CHANNEL FUNCTIONAL TEST is performed for the Reactor Mode
Switch - Shutdown Position Function to ensure that the entire channel will
perform the Intended function. A successful test of the required
contact(s) of a channel relay may be performed by the verification of the
change of state of a single contact of the relay. This clarifies what is an
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SURVEILLANCE REQUIREMENTS (continued)
acceptable CHANNEL FUNCTIONAL TEST of a relay. This is acceptable
because all of the other required contacts of the relay are verified by other
Technical Specifications and non-Technical Specifications tests at least
once per refueling interval with applicable extensions. The CHANNEL
FUNCTIONAL TEST for the Reactor Mode Switch - Shutdown Position
Function is performed by attempting to withdraw any control rod with the
reactor mode switch in the shutdown position and verifying a control rod
block occurs.
As noted in the SR, the Surveillance Is not required to be performed until
1 hour after the reactor mode switch Is in the shutdown position, since
testing of this interlock with the reactor mode switch in any other position
cannot be performed without using jumpers, lifted leads, or movable links.
This allows entry into MODES 3 and 4 if the 18 month Frequency Is not
met per SR 3.0.2. The 1 hour allowance is based on operating
experience and in consideration of providing a reasonable time In which
to complete the SRs.
The 18 month Frequency is based on the need to perform this
Surveillance under the conditions that apply during a plant outage and the
potential for an unplanned transient if the Surveillance were performed
with the reactor at power. Operating experience has shown these
components usually pass the Surveillance when performed at the
18 month Frequency.
SR 3.3.2.1.7
A CHANNEL CALIBRATION is a complete check of the instrument loop
and the sensor. This test verifies the channel responds to the measured
parameter within the necessary range and accuracy. CHANNEL
CALIBRATION leaves the channel adjusted to account for instrument
drifts between successive calibrations consistent with the plant specific
setpoint methodology.
As noted, neutron detectors are excluded from the CHANNEL
CALIBRATION because they are passive devices, with minimal drift, and
because of the difficulty of simulating a meaningful signal. Neutron
detectors are adequately tested in SR 3.3.1.1.2 and SR 3.3.1.1.6.
The Frequency is based upon the assumption of an 18 month calibration
interval in the determination of the magnitude of equipment drift in the
setpoint analysis.
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BASES
SURVEILLANCE REQUIREMENTS (continued)
SR 3.3.2.1.8
The RWM will only enforce the proper control rod sequence if the rod
sequence is properly input into the RWM computer. This SR ensures that
the proper sequence is loaded into the RWM so that it can perform its
intended function. The Surveillance is performed once prior to declaring
RWM OPERABLE following loading of sequence into RWM, since this is
when rod sequence input errors are possible.
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Rod Pattern Control
B 3.1.6
B 3.1 REACTIVITY CONTROL SYSTEMS
B 3.1.6 Rod Pattern Control
BASES
BACKGROUND

Control rod patterns during startup conditions are controlled by the
operator and the rod pattern controller (RPC) (LCO 3.3.2.1, 'Control Rod
Block Instrumentation"), so that only specified control rod sequences and
relative positions are allowed over the operating range of all control rods
inserted to [1 0]% RTP. The sequences effectively limit the potential
amount of reactivity addition that could occur in the event of a control rod
drop accident (CRDA).
This Specification assures that the control rod patterns are consistent with
the assumptions of the CRDA analyses of References 1, 2, and 3.

APPLICABLE
SAFETY
ANALYSES

The analytical methods and assumptions used in evaluating the CRDA
are summarized in References 1, 2, and 3. CRDA analyses assume that
the reactor operator follows prescribed withdrawal sequences. These
sequences define the potential initial conditions for the CRDA analysis.
The RPC (LCO 3.3.2.1) provides backup to operator control of the
withdrawal sequences to ensure that the initial conditions of the CRDA
analysis are not violated.
Prevention or mitigation of positive reactivity insertion events is necessary
to limit the energy deposition in the fuel, thereby preventing significant
fuel damage, which could result in undue release of radioactivity. Since
the failure consequences for U0 2 have been shown to be insignificant
below fuel energy depositions of 300 cal/gm (Ref. 4), the fuel damage
limit of 280 ca/gm provides a margin of safety from significant core
damage, which would result in release of radioactivity (Refs. 5 and 6).
Generic evaluations (Refs. 1 and 7) of a design basis CRDA (i.e., a
CRDA resulting in a peak fuel energy deposition of 280 cal/gm) have
shown that if the peak fuel enthalpy remains below 280 calgm, then the
maximum reactor pressure will be less than the required ASME Code
limits (Ref. 8) and the calculated offsite doses will be well within the
required limits (Ref. 6).
Control rod patterns analyzed in Reference I follow the banked position
withdrawal sequence (BPWS) described in Reference 9. The BPWS is
applicable from the condition of all control rods fully inserted to 10% RTP
(Ref. 2). For the BPWS, the control rods are required to be moved in
groups, with all control rods assigned to a specific group required to be
within specified banked positions (e.g., between notches 08 and 12). The
banked positions are defined to minimize the maximum incremental
control rod worths without being overly restrictive during normal plant
operation.
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APPLICABLE SAFETY ANALYSES (continued)
The generic BPWS analysis (Ref. 9) also evaluated the effect of fully
inserted, inoperable control rods not in compliance with the sequence, to
allow a limited number (i.e., eight) and distribution of fully inserted,
inoperable control rods.
When performing a shutdown of the plant, an optional BPWS control rod
sequence (Ref. 10) may be used provided that all withdrawn control rods
have been confirmed to be coupled. The rods may be inserted without
the need to stop at intermediate positions since the Possibility of a CRDA
is eliminated by the confirmation that withdrawn control rods are coupled.
When using the Reference 10 control rod sequence for shutdown, the rod
pattern controller may be reprogrammed to enforce the requirements of
the improved BPWS control rod insertion process for bypassed in
accordance with the allowance provided in the Applicability Note for the
Rod Pattern Controller in Table 3.3.2.1-1.1
In order to use the Reference 10 BPWS shutdown process, an extra
check is required in order to consider a control rod to be "confirmed" to be
coupled. This extra check ensures that no Single Operator Error can
result in an incorrect coupling check. For purposes of this shutdown
process, the method for confirming that control rods are coupled varies
depending on the position of the control rod in the core. Details on this
coupling confirmation requirement are provided in Reference 10. If the
requirements for use of the BPWS control rod insertion process contained
in Reference 10 are followed, the plant is considered to be in compliance
with BPWS requirements, as required by LCO 3.1.6.
Rod pattern control satisfies the requirements of Criterion 3 of
10 CFR 50.36(c)(2)(ii).
LCO
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potential consequences of a CRDA by limiting the initial conditions to
those consistent with the BPWS. This LCO only applies to OPERABLE
control rods. For inoperable control rods required to be inserted,
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OPERABILITY," consistent with the allowances for inoperable control
rods in the BPWS.
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In MODES 1 and 2, when THERMAL POWER is < 10% RTP, the CRDA
is a Design Basis Accident (DBA) and, therefore, compliance with the
assumptions of the safety analysis is required. When THERMAL
POWER is > 10% RTP, there is no credible control rod configuration that
results in a control rod worth that could exceed the 280 cal/gm fuel
damage limit during a CRDA (Ref. 2). In MODES 3, 4, and 5, since the
reactor is shut down and only a single control rod can be withdrawn from
a core cell containing fuel assemblies, adequate SDM ensures that the
consequences of a CRDA are acceptable, since the reactor will remain
subcritical with a single control rod withdrawn.

ACTIONS

A.1 and A.2
With one or more OPERABLE control rods not in compliance with the
prescribed control rod sequence, action may be taken to either correct the
control rod pattern or declare the associated control rods inoperable
within 8 hours. Noncompliance with the prescribed sequence may be the
result of "double notching," drifting from a control rod drive cooling water
transient, leaking scram valves, or a power reduction to 5 [10]% RTP
before establishing the correct control rod pattern. The number of
OPERABLE control rods not in compliance with the prescribed sequence
is limited to eight to prevent the operator from attempting to correct a
control rod pattern that significantly deviates from the prescribed
sequence. When the control rod pattern is not in compliance with the
prescribed sequence, all control rod movement should be stopped except
for moves needed to correct the control rod pattern, or scram if
warranted. Required Action A.1 is modified by a Note, which allows
control rods to be bypassed in Rod Action Control System (RACS) to
allow the affected control rods to be returned to their correct position.
This ensures that the control rods will be moved to the correct position. A
control rod not in compliance with the prescribed sequence is not
considered inoperable except as required by Required Action A.2.
OPERABILITY of control rods is determined by compliance with
LCO 3.1.3; LCO 3.1.4, "Control Rod Scram Times,' and LCO 3.1.5,
"Control Rod Scram Accumulators." The allowed Completion Time of
8 hours is reasonable, considering the restrictions on the number of
allowed out of sequence control rods and the low probability of a CRDA
occurring during the time the control rods are out of sequence.
B.1 and B.2
If nine or more OPERABLE control rods are out of sequence, the control
rod pattern significantly deviates from the prescribed sequence. Control
rod withdrawal should be suspended immediately to prevent the potential
for further deviation from the prescribed sequence. Control rod insertion
to correct control rods withdrawn beyond their allowed position is allowed
since, in general, insertion of control rods has less impact on control rod
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worth than withdrawals have. Required Action B.1 is modified by a Note
that allows the affected control rods to be bypassed in RACS in
accordance with SR 3.3.2.1.8 to allow insertion only.
With nine or more OPERABLE control rods not in compliance with BPWS,
the reactor mode switch must be placed in the shutdown position within
1 hour. With the reactor mode switch in shutdown, the reactor is shut
down, and therefore does not meet the applicability requirements of this
LCO. The allowed Completion Time of 1 hour is reasonable to allow
insertion of control rods to restore compliance, and is appropriate relative
to the low probability of a CRDA occurring with the control rods out of
sequence.

SURVEILLANCE
REQUIREMENTS

SR 3.1.6.1
The control rod pattern is verified to be in compliance with the BPWS at a
24 hour Frequency, ensuring the assumptions of the CRDA analyses are
met. The 24 hour Frequency of this Surveillance was developed
considering that the primary check of the control rod pattern compliance
with the BPWS is performed by the RPC (LCO 3.3.2.1). The RPC
provides control rod blocks to enforce the required control rod sequence
and is required to be OPERABLE when operating at s 10% RTP.
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B 3.3 INSTRUMENTATION
B 3.3.2.1 Control Rod Block Instrumentation
BASES
BACKGROUND

Control rods provide the primary means for control of reactivity changes.
Control rod block instrumentation includes channel sensors, logic
circuitry, switches, and relays that are designed to ensure that specified
fuel design limits are not exceeded for postulated transients and
accidents. During high power operation, the rod withdrawal limiter (RWL)
provides protection for control rod withdrawal error events. During low
power operations, control rod blocks from the rod pattern controller (RPC)
enforce specific control rod sequences designed to mitigate the
consequences of the control rod drop accident (CRDA). During shutdown
conditions, control rod blocks from the Reactor Mode Switch - Shutdown
Position ensure that all control rods remain inserted to prevent
inadvertent criticalities.
The purpose of the RWL is to limit control rod withdrawal to preclude a
MCPR Safety Limit (SL) violation. The RWL supplies a trip signal to the
Rod Control and Information System (RCIS) to appropriately inhibit
control rod withdrawal during power operation equal to or greater than the
low power setpoint (LPSP). The RWL has two channels, either of which
can initiate a control rod block when the channel output exceeds the
control rod block setpoint. The rod block logic circuitry in the RCIS is
arranged as two redundant and separate logic circuits. These circuits are
energized when control rod movement is allowed. The output of each
logic circuit is coupled to a comparator by the use of isolation devices in
the rod drive control cabinet. The two logic circuit signals are compared
and rod blocks are applied when either circuit trip signal is present.
Control rod withdrawal is permitted only when the two signals agree.
Each rod block logic circuit receives control rod position indication from a
separate channel of the Rod Position Information System, each with a set
of reed switches for control rod position indication. Control rod position is
the primary data input for the RWL. First stage turbine pressure is used
to determine reactor power level, with an LPSP and a high power setpoint
(HPSP) used to determine allowable control rod withdrawal distances.
Below the LPSP, the RWL is automatically bypassed (Ref. 1).
The purpose of the RPC is to ensure control rod patterns during startup
are such that only specified control rod sequences and relative positions
are allowed over the operating range from all control rods inserted to
10% RTP. The sequences effectively limit the potential amount and rate
of reactivity increase during a CRDA. The RPC, in conjunction with the
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RCIS, will initiate control rod withdrawal and insert blocks when the actual
sequence deviates beyond allowances from the specified sequence. The
rod block logic circuitry is the same as that described above. The RPC
also uses the turbine first stage pressure to determine when reactor
power is above the power at which the RPC is automatically bypassed
(Ref. 1).
With the reactor mode switch in the shutdown position, a control rod
withdrawal block is applied to all control rods to ensure that the shutdown
condition is maintained. This function prevents criticality resulting from
inadvertent control rod withdrawal during MODE 3 or 4, or during
MODE 5 when the reactor mode switch is required to be in the shutdown
position. The reactor mode switch has two channels, with each providing
inputs into a separate rod block circuit. A rod block in either circuit will
provide a control rod block to all control rods.
l.a. Rod Withdrawal Limiter
APPLICABLE
SAFETY
The RWL is designed to prevent violation of the MCPR SL and the
ANALYSES, LCO,
and APPLICABILITY cladding 1% plastic strain fuel design limit that may result from a single
control rod withdrawal error (RWE) event. The analytical methods and
assumptions used in evaluating the RWE event are summarized in
Reference 2. A statistical analysis of RWE events was performed to
determine the MCPR response as a function of withdrawal distance and
initial operating conditions. From these responses, the fuel thermal
performance was determined as a function of RWL allowable control rod
withdrawal distance and power level.
The RWL satisfies Criterion 3 of 10 CFR 50.36(c)(2)(ii). Two channels of
the RWL are available and are required to be OPERABLE to ensure that
no single instrument failure can preclude a rod block from this Function.
Nominal trip set points are specified in the setpoint calculations. The
nominal setpoints are selected to ensure that the setpoints do not exceed
the Allowable Values between successive CHANNEL CALIBRATIONS.
Operation with a trip setpoint less conservative than the nominal trip
setpoint, but within its Allowable Value, is acceptable. Trip setpoints are
those predetermined values of output at which an action should take
place. The setpoints are compared to the actual process parameter (e.g.,
reactor power), and when the measured output value of the process
parameter exceeds the setpoint, the associated device (e.g., trip unit)
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APPLICABLE SAFETY ANALYSES, LCO, and APPLICABILITY (continued)
changes state. The analytic limits are derived from the limiting values of
the process parameters obtained from the safety analysis. The Allowable
Values are derived from the analytic limits, corrected for calibration,
process, and some of the instrument errors. The trip setpoints are then
determined accounting for the remaining instrument errors (e.g.; drift).
The trip setpoints derived in this manner provide adequate protection
because instrumentation uncertainties, process effects, calibration
tolerances, instrument drive, and severe environment errors (for channels
that must function in harsh environments as defined by 10 CFR 50.49)
are accounted for.
The RWL is assumed to mitigate the consequences of an RWE event
when operating > 35% RTP. Below this power level, the consequences
of an RWE event will not exceed the MCPR, and therefore the RWL is not
required to be OPERABLE (Ref. 3).
1.b. Rod Pattern Controller
The RPC enforces the banked position withdrawal sequence (BPWS) to
ensure that the initial conditions of the CRDA analysis are not violated.
The analytical methods and assumptions used in evaluating the CRDA
are summarized in References 4, 5, 6, and 7. The standard BPWS
requires that control rods be moved in groups, with all control rods
assigned to a specific group required to be within specified banked
positions. Requirements that the control rod sequence is in compliance
with BPWS are specified in LCO 3.1.6, 'Rod Pattern Control."
When performing a shutdown of the plant, an optional BPWS control rod
sequence (Ref. 6) may be used if the coupling of each withdrawn control
rod has been confirmed. The rods may be inserted without the need to
stop at intermediate positions. When using the Reference 6 control rod
insertion sequence for shutdown, the rod pattern controller may be
reprogrammed to enforce the requirements of the improved BPWS
control rod insertion process [, or it can be bypassed if it is not
programmed to reflect the optional BPWS shutdown sequence, as
permitted by the Applicability Note for the RPC in Table 3.3.2.1-1].
The Rod Pattern Controller Function satisfies Criterion 3 of
10 CFR 50.36(c)(2)(ii).
Since the RPC is a backup to operator control of control rod sequences,
only a single channel would be required OPERABLE to satisfy Criterion 3
(Ref. 7). However, the RPC is designed as a dual channel system and
will not function without two OPERABLE channels. Required Actions of
LCO 3.1.3, "Control Rod OPERABILITY," and LCO 3.1.6 may necessitate
bypassing individual control rods in the Rod Action Control System
BWR/6 STS
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(RACS) to allow continued operation with inoperable control rods or to
allow correction of a control rod pattern not in compliance with the BPWS.
The individual control rods may be bypassed as required by the
conditions, and the RPC is not considered inoperable provided
SR 3.3.2.1.9 is met.
When THERMAL POWER is > 10% RTP, there is no possible control rod
configuration that results in a control rod worth that could exceed the
280 cal/gm fuel damage limit during a CRDA. In MODES 3 and 4, all
control rods are required to be inserted in the core. In MODE 5, since
only a single control rod can be withdrawn from a core cell containing fuel
assemblies, adequate SDM ensures that the consequences of a CRDA
are acceptable, since the reactor will be subcritical.
2. Reactor Mode Switch - Shutdown Position
During MODES 3 and 4, and during MODE 5 when the reactor mode
switch is required to be in the shutdown position, the core is assumed to
be subcritical; therefore, no positive reactivity insertion events are
analyzed. The Reactor Mode Switch - Shutdown Position control rod
withdrawal block ensures that the reactor remains subcritical by blocking
control rod withdrawal, thereby preserving the assumptions of the safety
analysis.
The Reactor Mode Switch - Shutdown Position Function satisfies
Criterion 3 of 10 CFR 50.36(c)(2)(ii).
Two channels are required to be OPERABLE to ensure that no single
channel failure will preclude a rod block when required. No Allowable
Value is applicable for this Function since the channels are mechanically
actuated based solely on reactor mode switch position.
During shutdown conditions (MODE 3, 4, or 5) no positive reactivity
insertion events are analyzed because assumptions are that control rod
withdrawal blocks are provided to prevent criticality. Therefore, when the
reactor mode switch is in the shutdown position, the control rod
withdrawal block is required to be OPERABLE. During MODE 5, with the
reactor mode switch in the refueling position, the required position onerod-out interlock (LCO 3.9.2) provides the required control rod withdrawal
blocks.
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----------------------------------- REVIEWER'S NOTE----------------------------------Certain LCO Completion Times are based on approved topical reports. In
order for a licensee to use the times, the licensee must justify the
Completion Times as required by the staff Safety Evaluation Report
(SER) for the topical report.
A.1
If either RWL channel is inoperable, the RWL may not be capable of
performing its intended function. In most cases, with an inoperable
channel, the RWL will initiate a control rod withdrawal block because the
two channels will not agree. To ensure erroneous control rod withdrawal
does not occur, however, Required Action A.1 requires that further control
rod withdrawal be suspended immediately.
B.1
If the RPC is inoperable, it may not be capable of performing its intended
function even though, in most cases, all control rod movement will be
blocked. All control rod movement should be suspended under these
conditions until the RPC is restored to OPERABLE status. This action
does not preclude a reactor scram. The RPC is not considered
inoperable if individual control rods are bypassed in the RACS as
required by LCO 3.1.3 or LCO 3.1.6. Under these conditions, continued
operation is allowed if the bypassing of control rods and movement of
control rods is verified by a second licensed operator or other qualified
member of the technical staff per SR 3.3.2.1.9.
C.1 and C.2
If one Reactor Mode Switch - Shutdown Position control rod withdrawal
block channel is inoperable, the remaining OPERABLE channel is
adequate to perform the control rod withdrawal block function. Required
Action C.1 and Required Action C.2 are consistent with the normal action
of an OPERABLE Reactor Mode Switch - Shutdown Position Function to
maintain all control rods inserted. Therefore, there is no distinction
between Required Actions for the Conditions of one or two channels
inoperable. In both cases (one or both channels inoperable), suspending
all control rod withdrawal immediately, and immediately fully inserting all
insertable control rods in core cells containing one or more fuel
assemblies will ensure that the core is subcritical, with adequate SDM
ensured by LCO 3.1.1, SHUTDOWN MARGIN (SDM)." Control rods in
core cells containing no fuel assemblies do not affect the reactivity of the
core and are therefore not required to be inserted. Action must continue
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until all insertable control rods in core cells containing one or more fuel
assemblies are fully inserted.
SURVEILLANCE
REQUIREMENTS

------------------------------------------------ REVIEWER'S NOTE-- ---Certain Frequencies are based on approved topical reports. In order for a
licensee to use these Frequencies, the licensee must justify the
Frequencies as required by the staff SER for the topical report.
As noted at the beginning of the SR, the SRs for each Control Rod Block
instrumentation Function are found in the SRs column of Table 3.3.2.1-1.
The Surveillances are also modified by a Note to indicate that when an
RWL channel is placed in an inoperable status solely for performance of
required Surveillances, entry into associated Conditions and Required
Actions may be delayed for up to 6 hours, provided the associated
Function maintains control rod block capability. Upon completion of the
Surveillance, or expiration of the 6 hour allowance, the channel must be
returned to OPERABLE status or the applicable Condition entered and
Required Actions taken. This Note is based on the reliability analysis
(Ref. 9) assumption of the average time required to perform channel
Surveillance. That analysis demonstrated that the 6 hour testing
allowance does not significantly reduce the probability that a control rod
block will be initiated when necessary.
SR 3.3.2.1.1. SR 3.3.2.1.2, SR 3.3.2.1.3. and SR 3.3.2.1.4
The CHANNEL FUNCTIONAL TESTS for the RPC and RWL are
performed by attempting to withdraw a control rod not in compliance with
the prescribed sequence and verifying that a control rod block occurs. A
successful test of the required contact(s) of a channel relay may be
performed by the verification of the change of state of a single contact of
the relay. This clarifies what is an acceptable CHANNEL FUNCTIONAL
TEST of a relay. This is acceptable because all of the other required
contacts of the relay are verified by other Technical Specifications and
non-Technical Specifications tests at least once per refueling interval with
applicable extensions. Any setpoint adjustment shall be consistent with
the assumptions of the current plant specific setpoint methodology. As
noted, the SRs are not required to be performed until 1 hour after
specified conditions are met (e.g., after any control rod is withdrawn in
MODE 2). This allows entry into the appropriate conditions needed to
perform the required SRs. The Frequencies are based on reliability
analysis (Ref. 8).
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SR 3.3.2.1.5
The LPSP is the point at which the RPCS makes the transition between
the function of the RPC and the RWL. This transition point is
automatically varied as a function of power. This power level is inferred
from the first stage turbine pressure (one channel to each trip system).
These power setpoints must be verified periodically to be within the
Allowable Values. If any LPSP is nonconservative, then the affected
Functions are considered inoperable. Since this channel has both upper
and lower required limits, it is not allowed to be placed in a condition to
enable either the RPC or RWL Function. Because main turbine bypass
steam flow can affect the LPSP nonconservatively for the RWL, the RWL
is considered inoperable with any main turbine bypass valves open. The
Frequency of 92 days is based on the setpoint methodology utilized for
these channels.
SR 3.3.2.1.6
This SR ensures the high power function of the RWL is not bypassed
when power is above the HPSP. The power level is inferred from turbine
first stage pressure signals. Periodic testing of the HPSP channels is
required to verify the setpoint to be less than or equal to the limit.
Adequate margins in accordance with setpoint methodologies are
included. If the HPSP is nonconservative, then the RWL is considered
inoperable. Alternatively, the HPSP can be placed in the conservative
condition (nonbypass). If placed in the nonbypassed condition, the SR is
met and the RWL would not be considered inoperable. Because main
turbine bypass steam flow can affect the HPSP nonconservatively for the
RWL, the RWL is considered inoperable with any main turbine bypass
valve open. The Frequency of 92 days is based on the setpoint
methodology utilized for these channels.
SR 3.3.2.1.7
A CHANNEL CALIBRATION is a complete check of the instrument loop
and the sensor. This test verifies that the channel responds to the
measured parameter within the necessary range and accuracy.
CHANNEL CALIBRATION leaves the channel adjusted to account for
instrument drifts between successive calibrations consistent with the plant
specific setpoint methodology. Any setpoint adjustment shall be
consistent with the assumptions of the current plant specific setpoint
methodology.
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The Frequency is based upon the assumption of the magnitude of
equipment drift in the setpoint analysis.
SR 3.3.2.1.8
The CHANNEL FUNCTIONAL TEST for the Reactor Mode Switch Shutdown Position Function is performed by attempting to withdraw any
control rod with the reactor mode switch in the shutdown position and
verifying a control rod block occurs. A successful test of the required
contact(s) of a channel relay may be performed by the verification of the
change of state of a single contact of the relay. This clarifies what is an
acceptable CHANNEL FUNCTIONAL TEST of a relay. This is acceptable
because all of the other required contacts of the relay are verified by other
Technical Specifications and non-Technical Specifications tests at least
once per refueling interval with applicable extensions.
As noted in the SR, the Surveillance is not required to be performed until
1 hour after the reactor mode switch is in the shutdown position, since
testing of this interlock with the reactor mode switch in any other position
cannot be performed without using jumpers, lifted leads, or movable
limits. This allows entry into MODES 3 and 4 if the 18 month Frequency
is not met per SR 3.0.2. The 1 hour allowance is based on operating
experience and in consideration of providing a reasonable time in which
to complete the SRs.
The 18 month Frequency is based on the need to perform this
Surveillance under the conditions that apply during a plant outage and the
potential for an unplanned transient if the Surveillance were performed
with the reactor at power. Operating experience has shown these
components usually pass the Surveillance when performed at the
18 month Frequency.
SR 3.3.2.1.9
LCO 3.1.3 and LCO 3.1.6 may require individual control rods to be
bypassed in RACS to allow insertion of an inoperable control rod or
correction of a control rod pattern not in compliance with BPWS. With the
control rods bypassed in the RACS, the RPC will not control the
movement of these bypassed control rods. To ensure the proper
bypassing and movement of those affected control rods, a second
licensed operator or other qualified member of the technical staff must
verify the bypassing and movement of these control rods. Compliance
with this SR allows the RPC to be OPERABLE with these control rods
bypassed.
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DOCKET NO. 52-006
AP1000 STANDARD DESIGN
FINAL DESIGN APPROVAL (FDA)
PURSUANT TO 10 CFR PART 52. APPENDIX 0
(1)

Westinghouse Electric Company LLC (Westinghouse) has submitted to the Nuclear
Regulatory Commission (NRC) staff, for its review, a standardized design for a major
portion of a nuclear power facility of the type described in 10 CFR 50.22.
Westinghouse's standard design is described in the AP1000 Design Control Document
(DCD), including Revisions 1 through 14 thereto, and the AP1 000 Probabilistic Risk
Assessment (PRA), including Revisions I through 8 thereto.

(2)

The DCD and its references contain design information required by 10 CFR Part 52,
Appendix 0, Paragraph 3, for a standard plant design. The AP1 000 standard design,
whose scope is defined in DCD Section 1.8, is a nuclear power facility with a rated
reactor core power level of 3400 megawatts thermal.

(3)

The NRC staff and the Advisory Committee on Reactor Safeguards (ACRS) have
reviewed the AP1000 standard design. The findings of the staff's evaluation of the
AP1000 standard design are presented in the Final Safety Evaluation Report (FSER),
dated September 2004 (NUREG-1793). The ACRS reported on the application for
design certification in a letter dated July 20, 2004, as required by 10 CFR Section 52.53.

(4)

On the basis of its review and the findings reported in the FSER, the staff concludes that
the information in the DCD and PRA, with respect to the AP1 000 design described in
paragraph 2 above, complies with the requirements of 10 CFR Part 52, Appendix 0.

(5)

The AP1000 standard design is acceptable for use as a reference design for
construction permit and operating license applications and combined license
applications for facilities that are located at sites whose characteristics are within the
envelope of site parameters given in the DCD and the out-of-scope portions of the plant
that interface with the approved design conform to the interface requirements given in
the DCD.

(6)

This FDA and all applications for operating licenses incorporating it by reference, are
subject to all applicable provisions of the Atomic Energy Act, as amended, and the rules,
regulations, and orders of the Commission now or hereafter in effect. In addition,
licensees who reference the AP1 000 standard design shall comply with the operational
requirements in the DCD, including the technical specifications and availability controls
in Chapter 16 of the DCD.

(7)

This FDA does not constitute a commitment to issue a permit, design certification, or
license, or in any way affect the authority of the Commission, the Atomic Safety and
Licensing Board, and other presiding officers, in any proceeding pursuant to 10 CFR
Part 2.
Enclosure 1

UNITED STATES NUCLEAR REGULATORY COMMISSION
NOTICE OF ISSUANCE OF FINAL DESIGN APPROVAL
PURSUANT TO 10 CFR PART 52, APPENDIX 0
WESTINGHOUSE ELECTRIC COMPANY
AP1000 STANDARD DESIGN

The U.S. Nuclear Regulatory Commission has issued a final design approval (FDA) to
Westinghouse Electric Company for the AP1000 standard design pursuant to 10 CFR Part 52,
Appendix 0. This FDA allows the AP1 000 standard design to be referenced in an application
for a construction permit or operating license under 10 CFR Part 50, or an application for a
combined license under 10 CFR Part 52. In addition, the Commission has issued the Final
Safety Evaluation Report (FSER) that supports issuance of the FDA.
Issuance of this FDA signifies completion of the technical review phase of the
application for certification of the AP1000 design under Subpart B of 10 CFR Part 52. The NRC
staff performed its technical review of the APO000 Design Control Document and Probabilistic
Risk Assessment in accordance with the standards for review of design certification
applications set forth in 10 CFR 52.48 that were applicable and technically relevant to the
AP1000 design or were modified by the exemptions identified in Section 1.8 of the NRC's FSER
(NUREG-1793).
On the basis of its evaluation and independent analyses, as described in the FSER, the
NRC staff concludes that Westinghouse's application for design certification meets the
applicable portions of 10 CFR 52.47 and is ready for the rulemaking phase. Therefore, the
NRC staff and Advisory Committee on Reactor Safeguards will utilize the AP1000 DCD and will
rely on it in the rulemaking phase of the design certification review process pursuant to 10 CFR
52.51.
Enclosure 2

June 16, 2004
Mr. Kenneth Putnam, Chairman
BWR Owners Group
Nuclear Management Company
Duane Arnold Energy Center
3277 DAEC Rd.
Palo, IA 52324
SUBJECT:

SAFETY EVALUATION FOR LICENSING TOPICAL REPORT (LTR)
NEDO-33091, "IMPROVED BPWS CONTROL ROD INSERTION PROCESS'
(TAC NO. MB9642)

Dear Mr. Putnam:
On June 6, 2003, and supplemented on April 21, 2004, the Boiling Water Reactors Owners
Group (BWROG) submitted LTR NEDO-33091, Improved BPWS Control Rod Insertion
Process," to the staff for review and approval. On May 10, 2004, an NRC draft safety
evaluation (SE) regarding our approval of NEDO-33091 was provided for your review and
comments. By telecon on June 3, 2004, the BWROG provided minor editorial comments. The
staff has incorporated the BWROG's comments into the final SE enclosed with this letter.
The staff has found LTR NEDO-33091 acceptable for referencing in licensing applications for
boiling water reactors to the extent specified and under the limitations delineated in the LTR
and in the enclosed SE. The SE defines the basis for acceptance of the LTR.
Our acceptance applies only to matters approved in the subject LTR. We do not intend to
repeat our review of the acceptable matters described in the LTR. When the LTR appears as a
reference in license applications, our review will ensure that the material presented applies to
the specific plant involved. License amendment requests that deviate from this LTR will be
subject to a plant-specific review in accordance with applicable review standards.
In accordance with the guidance provided on the NRC web site, we request that the BWROG
publish an accepted version of this LTR within three months of receipt of this letter. The
accepted version shall incorporate this letter and the enclosed SE between the title page and
the abstract. It must be well indexed such that information is readily located. Also, it must
contain in appendices historical review information, such as questions and accepted responses,
draft SE comments, and original report pages that were replaced. The accepted version shall
include a "-A" (designated accepted) following the report identification symbol.

K. Putnam
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If the NRC's criteria or regulations change so that its conclusion in this letter, that the LTR is
acceptable, are invalidated, the BWROG and/or the applicant referencing the LTR will be
expected to revise and resubmit its respective documentation, or submit justification for the
continued applicability of the LTR without revision of the respective documentation.
Sincerely,
IRA!
Herbert N. Berkow, Director
Project Directorate IV
Division of Licensing Project Management
Office of Nuclear Reactor Regulation
Project No. 691
Enclosure: Safety Evaluation
cc w/encl: See next page
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expected to revise and resubmit its respective documentation, or submit justification for the
continued applicability of the LTR without revision of the respective documentation.
Sincerely,
IRA!
Herbert N. Berkow, Director
Project Directorate IV
Division of Licensing Project Management
Office of Nuclear Reactor Regulation
Project No. 691
Enclosure: Safety Evaluation
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SAFETY EVALUATION BY THE OFFICE OF NUCLEAR REACTOR REGULATION
LICENSING TOPICAL REPORT NEDO-33091 "IMPROVED BPWS CONTROL
ROD INSERTION PROCESS"
BOILING WATER REACTOR OWNERS GROUP (BWROG)
PROJECT NO. 691
1.0

INTRODUCTION

By letter dated June 6, 2003, as supplemented by letter dated April 21, 2004, the BWROG
requested the NRC to review its licensing topical report (TR) NEDO-33091, "Improved BPWS
[Banked Position Withdraw Sequence] Control Rod Insertion Process." Both the original BPWS
process previously approved by the staff and the proposed improved process, are designed to
minimize reactivity insertion during a postulated design basis control rod drop accident (CRDA).
Throughout its operating cycle, a boiling water reactor (BWR) experiences various startup,
normal, and shutdown operations. Control rods are also moved due to fuel burn-up, power
maneuvers, and normal operational occurrences. This rod movement could potentially result in
a decoupled control rod that's stuck in the core, followed by a subsequent control rod drop,
which would lead to a high reactivity insertion in a small region of the core. For large loosely
coupled cores, a significant shift in the spatial power generation could occur during the course
of this excursion. Utilizing rod pattern control systems, i.e., rod worth minimizer, rod sequence
control system or rod pattern controller, the BPWS was developed to reduce the maximum
control rod worth during the startup and shutdown processes. The original/standard BPWS
process currently requires control rods to be moved in banked positions, even during the
shutdown process after the low power set point (LPSP) is reached. This requirement results in
the control of rod movement through many steps, when there is an extremely low possibility for
the control rod to drop out of the core. Therefore, the improved BPWS proposes the one-step
full insertion of control rods without banking after the reactor power is below LPSP.
2.0

REGULATORY BASIS

CRDA is the design basis accident for the subject LTR. In order to minimize the impact of a
CRDA, the BPWS process was developed to minimize control rod reactivity worth for BWR2-6.
The proposed improved BPWS further simplifies the control rod insertion process, and in order
to evaluate it, the staff followed the guidelines of Standard Review Plan Section 15.4.9, and
referred to General Design Criterion 28 of Appendix A to 10 CFR Part 50 as its regulatory
requirement.
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TECHNICAL EVALUATION

The original/standard BPWS was developed to minimize the control rod worth and mitigate the
consequences of a CRDA from occurring during startup. This procedure also directly applies to
the control rod insertion sequence during the shutdown routine, after power is lower than the
LPSP. The BWROG and GE Nuclear Energy (GENE) found that this approach, while
conservative, requires unnecessary control rod movements during the shutdown process. The
procedural requirements on the operator also increases the risk of incorrect control rod
movement, and causes additional wear on the rod and rod drive hardware systems. Since the
possibility of having a decoupled control rod is extremely low during the shutdown process,
GENE is proposing the improved BPWS, which allows control rods to be fully inserted in a
single step during the shutdown process.
The improved BPWS proposes the following changes to the operational procedures:
1.

Before reducing power to the LPSP, operators shall confirm control rod coupling
integrity for all rods that are fully withdrawn. Control rods that have not been confirmed
coupled and are in intermediate positions must be fully inserted prior to power reduction
to the LPSP. No action is required for fully-inserted control rods.
If a shutdown is required and all rods, which are not confirmed coupled, cannot be fully
inserted prior to the power dropping below the LPSP, then the original/standard BPWS
must be adhered to.

2.

After reactor power drops below the LPSP, rods may be inserted from notch position 48
to notch position 00 without stopping at intermediate positions. However, GENE
recommends that operators should insert rods in the same order as specified for the
original/standard BPWS as much as reasonably possible. If a plant is in the process of
shutting down following improved BPWS with the power below the LPSP, no control rod
shall be withdrawn unless the control rod pattern is in compliance with standard BPWS
requirements.

All other control rod operational requirements are unchanged and continue to apply. The
proposed changes may alter the technical specifications of certain plants; GENE has identified
the potentially affected areas in the standard technical specifications. The specific changes for
each plant implementing the improved BPWS will be determined on a case-by-case basis.
The basis of the improved BPWS is the assumption that a CRDA can only be caused by a
stuck rod which is decoupled from the control rod drive (CRD). No single failure of a BWR CRD
mechanical or hydraulic system can cause a control rod to drop completely out of the reactor
core during the reactor shut-down process. In its April 21, 2004, response to the staff's request
for additional information (RAI), the BWROG/GENE referred the staff to Final Safety Analysis
Report (FSAR) sections, isometric drawings, and hydraulic schematics describing the CRD
hydraulic unit design, control rod assembly configuration, and postulated CRD failure modes
and effects scenarios from the FSARs for Oyster Creek (BWR/2), Monticello (BWR/3), Limerick
(BWR/4), LaSalle (BWR/5), and Perry (BWR/6). The staff's review considered CRD hydraulic
systems from plants of various BWR designs, and found that the CRD systems of BWR/2
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through BWR/6 designs are very similar with respect to the mechanisms for rod insertion,
withdrawal, and locking. The staff found that during a reactor shutdown process for all
operating BWRs when each control rod is given an insert signal, there exists no single failure of
the CRD hydraulic or mechanical system that could result in a control rod withdrawal out of the
core of more than six inches (equivalent to one CRD index tube drive notch length). Therefore,
the staff agrees with the BWROG/GENE's assessment regarding the possible cause of a
CRDA during the shutdown process after reactor power is below the LPSP since the technical
basis, as cited above, is sound and acceptable.
Implementation of the improved BPWS requires two major operating procedure changes. The
requirement for operators to confirm control rod coupling integrity for all rods fully withdrawn will
ensure proper coupling during the control rod insertion process and any possible rod withdrawal
after reactor power drops below LPSP. The proposed procedure for the full insertion of all
unconfirmed control rods prior to LPSP will prevent the possibility of a decoupled control rod
dropping out during the control rod maneuvers. If all unconfirmed control rods cannot be fully
inserted prior to the LPSP, the use of the standard BPWS will become the conservative fall
back position, since the risk of a CRDA occurring using the improved BPWS will be no different
than the original/standard BPWS using this procedure.
After reactor power drops below the LPSP, the improved BPWS allows the full insertion of each
control rod without banking. This simplification of the control rod insertion process helps to
reduce the number of control rod insertion steps. Since all unconfirmed control rods have been
inserted, it is highly unlikely for a CRDA to occur while confirmed rods are being inserted
without banking. Therefore, the improved BPWS will have the same level of safety assurance
as the previously approved standard BPWS process. Should the operator decide to reverse the
shutdown process, the improved BPWS does not allow for the withdrawal of any control rods,
unless the control rod pattern meets the standard BPWS requirements. This ensures that all
control rods are always banked for withdrawal.
The improved BPWS's single step full insertion also reduces the insertion time of each rod,
which may induce a necessary increase in other procedures or processes to accommodate this
rapid change. During telephone conferences, the staff requested additional information from
the BWROG/GENE regarding the impact of the accelerated shut-down process on other
procedures. The BWROG/GENE examined its process and requirements, and concluded in its
RAI response on April 21, 2004, that the improved BPWS process does not adversely affect the
normal shutdown processes, since the operating procedures will remain to be bounded by the
most limiting (fastest negative reactivity) control rod insertion scenario (RAI #3). In addition,
pressure-temperature effects, as in the cooldown process for example, are accounted for and
controlled by controlling reactor dome pressure, coolant flow and coolant temperature.
4.0

CONCLUSIONS

The BWROG/GENE has proposed an improved BPWS process which allows for the single step
full insertion of control rods during shutdown, when the reactor power is lower than the LPSP.
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The staff has completed its review of the subject LTR, and concluded that the proposed change
is acceptable and applicable to BWR/2-6 with original/standard BPWS already implemented.
Plants electing to implement the improved BPWS must reflect the changes in their operating
procedure. If the technical specification of a plant is impacted or needs to be updated, an
amendment submittal to the NRC will be required.
Principal Contributor: Shanlai Lu
Date: June 16, 2004
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Reference: 1. USNRC, "Safety Evaluation For Licensing Topical Report (LTR) NEDO-33091, "Improved
BPWS Control Rod Insertion Process" (TAC No. MB9642)
Attachment:

BWR Owners' Group Licensing Topical Report, Improved BPWS ControlRod Insertion
Process, NEDO-33091-A (non-proprietary), Revision 2, July 2004.

In accordance with the Reference 1, this letter transmits (attached) the NRC accepted version of the
subject LTR. Per Reference 1, the attached LTR version incorporates the NRC cover letter and the
Safety Evaluation between the title page and the abstract. The Table of Contents has been updated such
that new information can be readily located. This version has added two appendices of historical review
information (the associated NRC Requests for Additional Information and their accepted responses, and
the BWROG comments on the draft NRC SE). All of the original report pages have been replaced with
pages that include an '-A" in the report identification number.
Very truly yours,
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BWR Owners' Group Chairman
Tel: (319) 851-7238
Fax: (319) 851-7364
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J. Tee, Project Manager
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IMPORTANT NOTICE REGARDING THE
CONTENTS OF THIS REPORT

Please Read Carefully

DISCLAIMER
The only undertakings of the General Electric Company (GE) respecting information in this
document are contained in the contract between the company receiving this document and GE.
Nothing contained in this document shall be construed as changing the applicable contract. The
use of this information by anyone other than a customer authorized by GE to have this document,
or for any purpose other than that, for which it is intended, is not authorized. With respect to any
unauthorized use, GE makes no representation or warranty, and assumes no liability as to the
completeness, accuracy or usefulness of the information contained in this document, or that its
use may not infringe privately owned rights.

CHANGES FROM PREVIOUS VERSION
In accordance with the NRC cover letter to the SAFETY EVALUATION FOR LICENSING
TOPICAL REPORT (LTR) NEDO-33091, "IMPROVED BPWS CONTROL ROD INSERTION
PROCESS," (TAC No. MB9642), this report is the (NRC) accepted version of the LTR. This
version incorporates the NRC cover letter and the Safety Evaluation between the title page and
the abstract. The Table of Contents has been updated such that new information can be readily
located. This version has added two appendices of historical review information (the associated
NRC Requests for Additional Information and their accepted responses, and the BWROG
comments on the draft NRC SE). All of the original report pages have been replaced with pages
that include a "-A" in the report identification number. The technical content in the body of this
LTR has not changed, and thus, the revision number has not changed.
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UNrED STATES

NUCLEAR REGULATORY COMMISSION
WASHINGTON, D.C. 20535-0001

3une 16, 2004

Mr. Kenneth Putnam, Chairman
BWR Owners Group
Nuclear Management Company
Duane Amold Energy Center
3277 DAEC Rd.
Palo, IA 52324
SUBJECT:

SAFETY EVALUATION FOR LICENSING TOPICAL REPORT (LTR)
NEDO-33091, IMPROVED BPWS CONTROL ROD INSERTION PROCESS
(TAC NO. MB9642)

Dear Mr. Putnam:
On June 6,2003, and supplemented on April 21, 2004, the Boiling Water Reactors Owners
Group (BWROG) submitted LTR NEDO-33091, Improved BPWS Control Rod Insertion
Process,' to the staff for review and approval. On May 10, 2004, an NRC draft safety
evaluation (SE) regarding our approval of NEDO-33091 was provided for your review and
comments. By telecon on June 3, 2004, the BWROG provided minor editorial comments. The
staff has Incorporated the BWROG's comments Into the final SE enclosed with this letter.
The staff has found LTR NEDO-33091 acceptable for referencing in licensing applications for
boiling water reactors to the extent specified and under the limitations delineated In the LTR
and In the enclosed SE. The SE defines the basis for acceptance of the LTR.
Our acceptance applies only to matters approved In the subject LTR. We do not Intend to
repeat our review of the acceptable matters described In the LTR. When the LTR appears as a
reference In license applications, our review will ensure that the material presented applies to
the specific plant Involved. License amendment requests that deviate from this LTR will be
subject to a plant-specific review In accordance with applicable review standards.
In accordance with the guidance provided on the NRC web site, we request that the BWROG
publish an accepted version of this LTR within three months of receipt of this letter. The
accepted version shall Incorporate this letter and the enclosed SE between the title page and
the abstract. It must be well Indexed such that Information is readily located. Also, it must
contain In appendices historical review Information, such as questions and accepted responses,
draft SE comments, and original report pages that were replaced. The accepted version shall
Include a "-A" (designated accepted) following the report identification symbol.

K Putnam-
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If the NRC's criteria or regulations change so that its conclusion in this letter, that the LTR Is
acceptable, are Invalidated, the BWROG andfor the applicant referencing the LTR will be
expected to revise and resubmit its respective documentation, or submit justification for the
continued applicability of the LTR without revision of the respective documentation.
Sincerely,

N.Beow, Director
He
Project Directorate IV
Division of Ucensing Project Management
Office of Nuclear Reactor Regulation
Project No. 691
Enclosure: Safety Evaluation
cc wlenci: See next page
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SAFETY EVALUATION BY THE OFFICE OF NUCLEAR REACTOR REGULATION
LICENSING TOPICAL REPORT NEDO-33091. IMPROVED BPWS CONTROL
ROD INSERTION PROCESS'
BOILING WATER REACTOR OWNERS GROUP (BWROG)
PROJECT NO. 691
1.0

INTRODUCTION

By letter dated June 6, 2003, as supplemented by letter dated April 21, 2004, the BWROG
requested the NRC to review Its licensing topical report (TR) NEDO-33091, "Improved BPWS
[Banked Position Withdraw Sequence] Control Rod Insertion Process.' Both the original BPWS
process previously approved by the staff and the proposed Improved process, are designed to
minimize reactivity Insertion during a postulated design basis control rod drop accident (CRDA).
Throughout Is operating cycle, a boiling water reactor (BWR) experiences various startup,
normal, and shutdown operations. Control rods are also moved due to fuel bum-up, power
maneuvers, and normal operational occurrences. This rod movement could potentially result in
a decoupled control rod thats stuck in the core, followed by a subsequent control rod drop,
which would lead to a high reactivity Insertion in a small region of the core. For large loosely
coupled cores, a significant shift Inthe spatial power generation could occur during the course
of this excursion. Utilizing rod pattern control systems, I.e., rod worth minimizer, rod sequence
control system or rod pattem controller, the BPWS was developed to reduce the maximum
control rod worth during the startup and shutdown processes. The original/standard BPWS
process currently requires control rods to be moved in banked positions, even during the

shutdown process after the low power set point (LPSP) is reached. This requirement results in
the control of rod movement through many steps, when there is an extremely low possibility for
the control rod to drop out of the core. Therefore, the Improved BPWS proposes the one-step
full Insertion of control rods without banking after the reactor power is below LPSP.
2.0

REGULATORY BASIS

CRDA Is the design basis accident for the subject LTR. Inorder to minimize the Impact of a
CRDA, the BPWS process was developed to minimize control rod reactivity worth for BWR2-6.
The proposed improved BPWS further simplifies the control rod Insertion process, and In order
to evaluate it, the staff followed the guidelines of Standard Review Plan Section 15.4.9, and
referred to General Design Criterion 28 of Appendix A to 10 CFR Part 50 as its regulatory
requirement.
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TECHNICAL EVALUATION

The original/standard BPWS was developed to minimize the control rod worth and mitigate the
consequences of a CRDA from occurring during startup. This procedure also directly applies to
the control rod insertion sequence during the shutdown routine, after power is lower than the
LPSP. The BWROG and GE Nuclear Energy (GENE) found that this approach, while
conservative, requires unnecessary control rod movements during the shutdown process. The
procedural requirements on the operator also increases the risk of incorrect control rod
movement, and causes additional wear on the rod and rod drive hardware systems. Since the
possibility of having a decoupled control rod Isextremely low during the shutdown process,
GENE is proposing the Improved BPWS, which allows control rods to be fully Inserted in a
single step during the shutdown process.
The Improved BPWS proposes the following changes to the operational procedures:
1.

Before reducing power to the LPSP, operators shall confirm control rod coupling
integrity for all rods that are fully withdrawn. Control rods that have not been confirmed
coupled and are in Intermediate positions must be fully inserted prior to power reduction
to the LPSP. No action Is required for fully-inserted control rods.
If a shutdown Isrequired and all rods, which are not confirmed coupled, cannot be fully
inserted prior to the power dropping below the LPSP, then the ordginal/standard BPWS
must be adhered to.

2.

After reactor power drops below the LPSP, rods may be inserted from notch position 48
to notch position 00 without stopping at Intermediate positions. However, GENE
recommends that operators should Insert rods Inthe same order as specified for the
original/standard BPWS as much as reasonably possible. If a plant IsIn the process of
shutting down following Improved BPWS with the power below the LPSP, no control rod
shall be withdrawn unless the control rod pattern Isin compliance with standard BPWS
requirements.

I

All other control rod operational requirements are unchanged and continue to apply. The
proposed changes may alter the technical specifications of certain plants; GENE has Identified
the potentially affected areas Inthe standard technical specifications. The specific changes for
each plant Implementing the improved BPWS will be determined on a case-by-case basis.
The basis of the improved BPWS is the assumption that a CRDA can only be caused by a
stuck rod which is decoupled from the control rod drive (CRD). No single failure of a BWR CRD
mechanical or hydraulic system can cause a control rod to drop completely out of the reactor
core during the reactor shut-down process. In its April 21, 2004, response to the staff's request
for additional information (RAI), the BWROG/GENE referred the staff to Final Safety Analysis
Report (FSAR) sections, Isometric drawings, and hydraulic schematics describing the CRD
hydraulic unit design, control rod assembly configuration, and postulated CRD failure modes
and effects scenarios from the FSARs for Oyster Creek (BWRI2), Monticello (BWRI3), Umerick
(BWR/4), LaSalle (BWRI5), and Perry (BWR/6). The staff's review considered CRD hydraulic
systems from plants of various BWR designs, and found that the CRD systems of BWR/2
through BWRI6 designs are very similar with respect to the mechanisms for rod insertion,

-3withdrawal, and locking. The staff found that during a reactor shutdown process for all
operating BWRs when each control rod is given an insert signal, there exists no single failure of
the CRD hydraulic or mechanical system that could result In a control rod withdrawal out of the
core of more than six inches (equivalent to one CRD index tube drive notch length). Therefore,
the staff agrees with the BWROG/GENE's assessment regarding the possible cause of a
CRDA during the shutdown process after reactor power Is below the LPSP since the technical
basis, as cited above, Is sound and acceptable.
Implementation of the Improved BPWS requires two major operating procedure changes. The
requirement for operators to confirm control rod coupling integrity for all rods fully withdrawn will
ensure proper coupling during the control rod Insertion process and any possible rod withdrawal
after reactor power drops below LPSP. The proposed procedure for the full insertion of all
unconfirmed control rods prior to LPSP will prevent the possibility of a decoupled control rod
dropping out during the control rod maneuvers. If all unconfirmed control rods cannot be fully
Inserted prior to the LPSP, the use of the standard BPWS will become the conservative fall
back position, since the risk of a CRDA occurring using the improved BPWS will be no different
than the originalstandard BPWS using this procedure.
After reactor power drops below the LPSP, the improved BPWS allows the full insertion of each
control rod without banking. This simplification of the control rod insertion process helps to
reduce the number of control rod Insertion steps. Since all unconfirmed control rods have been
Inserted, It is highly unlikely for a CRDA to occur while confirmed rods are being Inserted
without banking. Therefore, the improved BPWS will have the same level of safety assurance
as the previously approved standard BPWS process. Should the operator decide to reverse the
shutdown process, the Improved BPWS does not allow for the withdrawal of any control rods,
unless the control rod pattern meets the standard BPWS requirements. This ensures that all
control rods are always banked for withdrawal.
The improved BPWS's single step full insertion also reduces the Insertion time of each rod,
which may Induce a necessary Increase In other procedures or processes to accommodate this
rapid change. During telephone conferences, the staff requested additional Information from
the BWROG/GENE regarding the Impact of the accelerated shut-down process on other
procedures. The BWROGIGENE examined its process and requirements, and concluded In Its
RAI response on April 21, 2004, that the Improved BPWS process does not adversely affect the
normal shutdown processes, since the operating procedures will remain to be bounded by the
most limiting (fastest negative reactivity) control rod Insertion scenario (RAI #3). In addition,
pressure-temperature effects, as in the cooldown process for example, are accounted for and
controlled by controlling reactor dome pressure, coolant flow and coolant temperature.
4.0

CONCLUSIONS

The BWROG/GENE has proposed an Improved BPWS process which allows for the single step
full Insertion of control rods during shutdown, when the reactor power Is lower than the LPSP.
The staff has completed its review of the subject LTR, and concluded that the proposed change
Is acceptable and applicable to BWR/2-6 with originalstandard BPWS already Implemented.

-4Plants. electing to implement the Improved BPWS must reflect the changes In their operating
procedure. If the technical specification of a plant Is impacted or needs to be updated, an
amendment submittal to the NRC will be required.
Principal Contributor Shanlal Lu
Date: June 16, 2004
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EXECUTIVE SUMMARY
This generic Licensing Topical Report (LTR) presents an improved Banked Position Withdrawal
Sequence (BPWS) for performing reactor shutdowns. This report justifies modifying the
requirements of the Standard Technical Specifications (STS) relative to the applicability of the
systems used to adhere to the BPWS during the reactor shutdown process (i.e., control rods are
specifically being inserted to achieve shutdown at a power level less than the low power setpoint
(LPSP)). The proposed improvement to the reactor shutdown process allows each control rod to
be fully inserted to position 00 in one step instead of banking (e.g., 48-12-8-4-00) below the
LPSP. To utilize this version of the BPWS process, it is required that control rods that have not
been confirmed to be coupled, are fully inserted prior to reducing power below the LPSP. The
BPWS control rod groups are unchanged.
The BPWS, as currently implemented, limits the potential reactivity increase from a postulated
Control Rod Drop Accident (CRDA) during reactor startups and shutdowns below the LPSP
(generically based on 10% of original licensed thermal power). During the reactor shutdown
process, confirning that control rods are coupled prior to decreasing power below the LPSP
eliminates the postulated scenario for a CRDA, and thus, the CRDA would no longer be a
credible event.
Modifying plant Technical Specifications (TS) and/or their Bases to reflect the use of the
improved BPWS process would allow control rods to be fully inserted in a single step during the
reactor shutdown process below the LPSP. This provides the following benefits:
* Allows the plant to reach the all-rods-in condition prior to significant reactor cool down,
which reduces the potential for a re-criticality as the reactor cools down;
* Reduces the potential for an operator reactivity control error by reducing the total number
of control rod manipulations;
* Minimizes the need for manual scrams during plant shutdowns, resulting in less wear on
Control Rod Drive (CRD) system components and CRD mechanisms; and
* Eliminates unnecessary control rod manipulations at low power, resulting in less wear on
Reactor Manual Control and CRD system components.

iv

NEDO-33091-A, Revision 2
ACKNOWLEDGMENTS
The following individuals contributed significantly to the development, verification, and review
of this report:
J. L.
A. K.
R E.
G. D.
E. Y.
M.E.
R.
I.
N.
K. T.
E. G.
P. T.
G. A.

Casillas
Chung
Engel
Galloway
Gibo
Harding
Linford
Nir
Sadeghi
Schaefer
Thacker
Tran
Watford

v

NEDO-33091-A, Revision 2
1. BACKGROUND
The design basis reactivity insertion event for the BWR is the Control Rod Drop Accident
(CRDA). From Section S.2.2.3.1 of Reference I, the CRDA scenario postulates the following:
(a) Reactor is at a control rod pattern corresponding to maximum incremental rod worth.
(b) Rod pattern control systems (Rod Worth Minimizer, Rod Sequence Control System or
Rod Pattern Controller) or operators are functioning within the constraints of the Banked
Position Withdrawal Sequence (BPWS). The control rod that results in the maximum
incremental reactivity worth addition at any time in core life under any operating
condition while employing the BPWS becomes decoupled from the control rod drive.
(c) Operator selects and withdraws the drive of the decoupled rod along with the other
required control rods assigned to the Banked-position group such that the proper core
geometry for the maximum incremental rod worth exists.
(d) Decoupled control rod sticks in the fully inserted position.
(e) Control rod becomes unstuck and drops at the maximum velocity determined from
experimental data (3.11 feet per second).
(f) Reactor goes on a positive period and initial power burst is terminated by the Doppler
reactivity feedback.
(g) APRM 120% power signal scrams reactor (conservative; in startup mode APRM scram
would be operative + IRM).
(h) Scram terminates accident.
The use of the BPWS ensures that no CRDA could exceed the applicable event limits, by
reducing the incremental control rod reactivity worth to acceptable values.
The BPWS is described in detail in the Reference 2 LTR. The control rods are divided into 10
groups, with the first four groups representing approximately 50% of the control rods in a
checkerboard pattern. During the reactor startup process, starting from the all-rods-in condition,
the BPWS allows each control rod in the first 25% of the control rods (i.e., first two control rod
groups) to be fully withdrawn (in a predetermined group sequence) from notch 00 to notch 48.
The second 25% of the controls rods (i.e., second two control rod groups) to be withdrawn are
then banked to notch positions 0O-4N -4N2 -N 3 -N 4-+48, where all control rods within a group
must be withdrawn to each designated bank position before proceeding to the next bank position
(where Ni represents an intermediate notch position, e.g., 04, 08 or 12.). After 50% of the
control rods are completely withdrawn, the remaining control rod groups are withdrawn in a
similar manner until the reactor exceeds the LPSP (generically based on 10% of original licensed
thermal power (OLTP)).
The CRDA is primarily of concern during reactor startups, because the act of withdrawing a
control rod can cause the rod to become decoupled from its drive assembly. It is impossible to
drop a coupled control rod or a coupled control rod that is in the process of being inserted.
1-1
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During normal operations, routine control rod coupling checks are performed, and these ensure
that the fully withdrawn control rods are coupled. During the shutdown process, for the
withdrawn control rods that are confirmed to be coupled, the possibility of a CRDA is
eliminated, and thus, banking withdrawn control rods in to the BPWS intermediate positions is
not needed.
Predetermined control rod withdrawal sequences control the power distribution in the core, and
minimize control rod worth. From the all-rods-in condition to the LPSP, either the Rod Pattern
Controller (RPC), Rod Sequence Control System (RSCS), or the Rod Worth Minimizer (RWM)
(depending on the plant design) enforces the BPWS constraints on control rod movements.
Above the LPSP, inherent feedback mechanisms, primarily in the form of steam voids, limit the
control rod worth such that a CRDA does not exceed the applicable event limits.
The BPWS is required by the STS to be applied to both reactor startup and shutdown processes.
Because of the delay caused by the use of the Reference 2 version of the BPWS in achieving
shutdown, some plants perform manual scrams instead of going through the multiple-step BPWS
shutdown process (approximately 400 steps for a medium sized reactor).
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2. INTRODUCTION
Reference 2 conservatively applies the BPWS intermediate steps to both startups and shutdowns,
without regard to the fact that compensatory operator actions could eliminate the possibility of a
CRDA during the reactor shutdown process. The improved BPWS control rod insertion process,
described herein, provides the compensatory operator actions that allow control rods to be fully
inserted in a single step.
This report addresses changes to the shutdown process which currently constrains the control rod
insertion sequence. The proposed changes:
1. Require control rod coupling confirmations, which eliminate any Single Operator Error
(SOE) with respect to assuring if the withdrawn control rods are coupled.
2. Require each control rod that has not been confirmed coupled (since its last withdrawal)
to be fully inserted prior to reducing power below the LPSP. (These rods are usually
partially inserted rods at high power.)
3. Allow each remaining (i.e., coupled) control rod to be fully inserted in a single step
below the LPSP, instead of requiring each control rod to be banked at intermediate
positions. (For some plants, this requires the Rod Worth Minimizer (RWM) or Rod
Pattern Controller (RPC) to be bypassed.)
All other control rod operability requirements are unchanged and continue to apply. Allowing
each control rod to be fully inserted in a single step reduces the total rod manipulation steps to
shutdown a reactor from -400 for a medium sized reactor to -150 steps. This reduction would
result in:
* Less chance of a re-criticality as the reactor cools down,
* Reducing the potential for operator errors,
* Fewer manual scrams and less wear on control and CRD system components, and
* Eliminates unnecessary control rod manipulations.
In this report, Section 3 addresses the current BPWS, RWM and RPC requirements in the
Standard Technical Specifications (STS), Section 4 provides the technical justification for the
elimination of the intermediate (banked) steps of the BPWS during the reactor shutdown process,
Section 5 provides guidance for plant procedural checks, Section 6 provides proposed STS
changes, and Section 7 discusses the effects on plant equipment and benefits.

2-1

NEDO-33091 -A, Revision 2
3. STANDARD TECHNICAL SPECIFICATIONS ADDRESSING BPWS AND
RWMIRPC
This section summarizes the current Standard Technical Specifications (STS) with respect to the
use of the BPWS, and RWM (or RPC for a BWR/6). Generic examples of the requirements for
applicability of the BPWS and RWMRPC are contained in the BWR/4 STS (NUREG 1433 Reference 3) and BWR/6 STS (NUREG 1434 - Reference 4). The potentially affected STS
locations are listed below.
BWR/4 NUREG 1433 Locations
STS 3.1.3; CONDITION D and REQUIRED
ACTION D.1
STS 3.1.6; LCO 3.1.6, CONDITIONS A and
B, REQUIRED ACTIONS A.1 and B.1, and
SR 3.1.6.1
STS 3.3.2.1; CONDITION C, REQUIRED
ACTIONS C.2.2 and D.1, and SR 3.3.2.1.8
STS Table 3.3.2.1-1, FUNCTION 2 and note
(f)

BWR/6 NUREG 1434 Locations
STS 3.1.3; CONDITION D and REQUIRED
ACTION D.1
STS 3.1.6; LCO 3.1.6, CONDITIONS A and
B, and SR 3.1.6.1
STS Table 3.3.2.1-1, FUNCTION l.b and
note (c)

In all of the above cases the BPWS and RWMIRPC are applicable in MODES I and 2 when
power is S 10% RTP (i.e., below the LPSP), for both reactor startup and shutdown.
For completeness, the above STS are provided in Appendix A.
This LTR documents an acceptable alternate approach for complying with the BPWS. After this
LTR is NRC approved, it is expected that plant-specific TS BASES will be updated to reference
this LTR and incorporate the operating recommendations herein, for using this alternate BPWS
approach during the reactor shutdown process. With the TS Bases appropriately updated, most
of the TS locations (listed above) do not need to be changed. The STS locations that are
subjected to change are provided in Section 6.
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4. SAFETY AND TECHNICAL EVALUATIONS
The BPWS was originally focused on application to reactor startups; however, it was also
applied to reactor shutdowns, because of the potential for high worth rod patterns during the
shutdown process. However, confirming that control rods are coupled prior to decreasing power
below the LPSP eliminates the potential for a CRDA during the reactor shutdown process, and
thus, the need for banking. This section addresses steps to ensure control rod coupling integrity
for the control rods not fully inserted prior to reaching the LPSP, which will then permit control
rods to be fully inserted in a single step, when the reactor is below the LPSP.
The function of the banking steps of the BPWS is to minimize the potential reactivity increase
from a postulated CRDA at low power levels. Therefore, if the possibility for a control rod to
drop can be eliminated, then the banking steps at low power levels are not needed to ensure the
applicable event limits cannot be exceeded. It is not possible to drop a control rod that is
coupled to or in contact with its CRD, and thus, if the controls specified herein are applied, a
CRDA is not a credible event for this situation while inserting control rods during the reactor
shutdown process. The following discusses how control rod coupling is confirmed prior to
reaching the STS BPWS applicability limit during the reactor shutdown process, thereby
eliminating the need for the control rod banking steps.
The STS from NUREG 1433 and NUREG 1434 require coupling checks be performed any time
a control rod is fully withdrawn. Coupling is confirmed by a continuous indication of position
"48" on the control rod position indication display while the operator attempts to withdraw the
control rod past position 48. If the control rod is not coupled, the position 48 indication will
extinguish, the over travel light will light, and an alarm sounds. Based on STS, the following
statements are deduced:
* If a rod has been fully withdrawn during the cycle and then determined to be coupled,
and the rod has not been moved from position 48, then coupling integrity is assured,
because of the improbability of a control rod becoming decoupled when it has not been
moved.
* If after a coupling check is performed for a control rod, the rod is inserted and then
withdrawn to the full out position, it again requires a coupling check. However, if the
rod is withdrawn to an intermediate position, coupling integrity is not assured for this
rod.
* If a rod has been checked for coupling at notch position 48 and the rod has since only
been moved inward, no subsequent coupling check is required, because control rod
insertion maintains contact between the control rod and the drive.
To ensure that control rods are not stuck and are not decoupled, the surveillances within
STS 3.1.3 (Control Rod OPERABILITY) require stuck rod and coupling checks to be routinely
performed. For stuck rod checks, the fully withdrawn rods are usually inserted one notch and
withdrawn one notch. For a coupling check, an operator typically attempts to withdraw the
control rod past notch position 48, when the rod position is indicated at notch position 48. If no
over travel indication is observed, then the coupling check is satisfactory. The routine CRD
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coupling checks ensure control rod coupling integrity for the fully withdrawn rods, and are
typically performed every seven days.
After startup, 80 to 90% of control rods would have been checked for coupling, because they
would be fully withdrawn during power operation. The remaining control rods would be
checked at some time during the cycle as control rods are alternated in and out of the core. For
an end of cycle shutdown, all rods are typically fully withdrawn, and therefore, checked for
coupling. To eliminate the possibility of a CRDA, the proposed controls require that any
partially inserted control rods, which have not been confirmed to be coupled since their last
withdrawal, be fully inserted prior to reaching the LPSP.
However, if a rod has been checked for coupling at notch position 48 and the rod has since only
been moved inward, this rod is in contact with its drive and thus is not required to be fully
inserted prior to reaching the LPSP. However, if only inward movement cannot be confirmed
for a partially inserted control rod, the control rod shall be fully inserted prior to reaching the
LPSP.
Based on the discussion above, it is concluded that partially inserted rods that are not assured to
be in contact with their drives would be required to be fully inserted before the power is reduced
to the LPSP. The remaining rods are not susceptible to a CRDA, making the banking steps
during the reactor shutdown process below the LPSP unnecessary.
If a plant is required to be shutdown and all rods not confirmed of coupling cannot be fully
inserted prior to the power reaching the LPSP (e.g., shortly after a startup), then the proposed
changes to the shutdown process may not be implemented. However, after all rods that are not
confirmed of coupling are fully inserted, the proposed shutdown process is allowed. When there
is a withdrawn rod that is not confirmed to be coupled, the standard (e.g., Reference 2) BPWS
steps must be followed below the LPSP or a scram is required to protect against the CRDA.
Additionally, if a plant is in the process of shutting down while using the improved BPWS
control rod insertion process below the LPSP, no control rod shall be withdrawn unless the
control rod pattern is in compliance with the standard BPWS requirements (e.g., at about 75% or
higher control rod density). This assures that rod withdrawals comply with standard BPWS
withdrawal requirements.
To be allowed to continue operating with a stuck withdrawn or partially inserted control rod, the
CRD must be inserted as much as possible and then disarmed, an evaluation of adequate (per TS
requirements) cold shutdown margin (SDM) is required, and an evaluation that justifies
(consistent with STS 3.1.3) operating with a stuck rod has been approved. The SDM must be
evaluated (by measurement or analysis) with the stuck control rod at its stuck position and the
highest worth OPERABLE control rod assumed to be fully withdrawn. The SDM evaluation
demonstrates adequate SDM and that MODE 4 can be obtained. Inserting the CRD as much as
possible and disarming it assures that no SOE can cause the stuck rod to drop, and the stuck rod
can then be considered as coupled. In this case, both SDM and CRDA concerns are alleviated,
and thus, use of the improved BPWS control rod insertion process does not affect plant safety
and is permitted.
4-2
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5. PLANT IMPLEMENTATION
To implement the proposed change to the shutdown process, the following guidance should be
reflected in plant procedures.
A.

Actions Prior to Reducing Power to the LPSP
Fully Withdrawn Control Rods
Before reducing power below the LPSP, operations shall confirm control rod coupling
integrity for all rods that are fully withdrawn. (If rod coupling has been checked twice or
has been verified, and the rod has not been subsequently inserted and withdrawn, the
coupling check need not be repeated prior to reducing power below the LPSP.)
Note: The coupling confirmation check is unchanged. This check is performed by
withdrawing the CRD to position "48" (full-out) and attempting to withdraw the
control rod past position 48. Coupling is confirmed by a continuous indication of
"48" on the rod position indication display. An over travel would indicate the CRD
has traveled beyond the full-out position which is indicative of a decoupled control
rod. Existence of an over travel condition is by: (I) position 48 indication
extinguished, (2) lighting of the over travel light: and (3) sounding of the over
travel alarm.
A rod coupling is considered confirmed when there have been two documented
coupling checks or one verified and documented coupling check. (This step
ensures that no SOE can result in an incorrect coupling check.)
Control Rods In Intermediate Positions
Control rods that have not been confirmed coupled (at notch position 48 since they were
last withdrawn) must be fully inserted prior to power reduction to the LPSP. However, if a
rod has been checked for coupling at position 48 and the rod has since only been moved
inward, this rod does not need to be inserted prior to reaching the LPSP.
Fully Inserted Control Rods
No action is required.
After power is reduced to the LPSP and all rods that were not confirmed coupled have been
fully inserted, the RWMIRPC may be bypassed (if needed).
If shutdown is required and all rods, which are not confirmed coupled, cannot be fully
inserted prior to the power dropping below the LPSP (such as shortly after a startup), then
the standard (e.g., Reference 2) BPWS must be observed below the LPSP or a scram is
required. However, during the shutdown process using the standard BPWS and after all
rods, which were not confirmed coupled, have been fully inserted, the improved BPWS
control rod insertion process may be used.
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B.

Actions Below the LPSP
As much as reasonably possible, the control rod groups should be inserted in the same
order as specified for the standard BPWS. (This is considered a matter of good practice,
because it allows for a faster restart, if the reactor shutdown is aborted.) All the control
rods in a group should be fully inserted prior to inserting rods in the next group.
The rods may be inserted from notch position 48 to notch position 00 without stopping at
intermediate positions.
Note: This sequence may be programmed into the RWMIPRCS/RSCS, if a plant's design
provides this capability.

C.

Control Rod Withdrawal Below LPSP
When a plant is in the process of shutting down while fully inserting control rods in a
single step below the LPSP, no control rod shall be withdrawn unless the control rod
pattern is in compliance with standard BPWS requirements.

D.

Inoperable and Stuck Control Rods
If a plant has only one stuck control rod with its drive inserted as much as possible and
disarmed, and continuous operation has been allowed per STS 3.1.3, then use of the
improved BPWS control rod insertion process is allowed. In all other cases with stuck
control rods, the improved BPWS control rod insertion process is not applicable, and the
current requirements for inoperable and stuck rods shall be followed.
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6. PROTOTYPICAL TECHNICAL SPECIFICATIONS CHANGES

6.1 NTUREG 1433 BWRI4 STS Change
If needed on a plant-specific basis, qualify note (f) of Table 3.3.2.1-1 by adding ", except during
the reactorshutdown process if the couplingof each withdrawn control rod has been confirmed"
to the end of the note.

(f) WVith THERMAL POWER • [101% RTPI. exceDt durina the reactorshutdownprocess if
the counlina of each withdrawn control rod has been confirmed.
It is envisioned that the above change "if needed" would be necessary only for those plants that
do not have the ability to readily modify or reprogram their RWM. If a plant is not able to revise
their RWM, the above TS change would allow the RWM to be bypassed, and thus, the shutdown
sequence described herein could be utilized. For most, if not all, plants with TS based upon
NUREG 1433, the above change to their plant-specific TS would not be warranted.
6.2 NUREG 1434 BWVRI6 STS Change
If needed on a plant-specific basis, qualify note (c) of Table 3.3.2.1-1 by adding ", except during
the reactorshutdown process if the coupling ofeach withdrawncontrol rod has been confirmed"
to the end of the note.
(c) With THERMAL POWER < [10]% RTPr. exceot durnq the reactorshutdown process if
the counling of each withdrawn control rod has been confirmedi.
It is envisioned that the above change "if needed" would be necessary for most of the BWR/6
plants, because they do not have the ability to readily modify or reprogram their RPC. If a plant
is not able to revise their RPC, the above TS change would allow the RPC to be bypassed, and
thus, the shutdown sequence described herein could be utilized. For most plants with TS based
upon NUREG 1434, the above change to their plant-specific TS would be warranted. Following
submittal of this LTR to the NRC, it is envisioned that a Technical Specification Task Force
(TSTF) submittal will be generated to capture the above change to NUREG 1434.
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7. SAFETY AND PLANT BENEFITS
The following section discusses benefits for the elimination of control rod banking during the
reactor shutdown process. Aspects addressed include reactivity management, human factors,
scram avoidance and equipment duty.
7.1 Reactivity Management
By eliminating the banking steps during the reactor shutdown process, negative reactivity can be
more rapidly inserted into the core. Unlike startup in which positive reactivity insertions must
be slow and controlled, it is acceptable to rapidly insert negative reactivity while shutting down.
A faster reactor shutdown achieves the All Rods In condition prior to significant reactor cool
down. Because core reactivity normally increases with decreasing reactor coolant temperature,
achieving All Rods In faster reduces the potential for re-criticality during the control rod
insertion process. That is, if the negative reactivity insertion rate due to control rod movements
is more than the positive reactivity insertion rate due to cool down, then a re-criticality cannot
occur.
7.2 Human Performance
Eliminating banking during reactor shutdown decreases the number of steps from about 400 to
150 for a medium size reactor. This reduces the number of potential reactivity control errors that
could occur, because it reduces the number of operator actions below the LPSP to achieve
reactor shutdown.
7.3 Scram Avoidance
The ability to achieve a faster shutdown by fully inserting control rods in a single step helps
eliminate the need to manually scram the reactor. Using the improved BPWS control rod
insertion process reduces the potential for improperly entering into a control rod pattern in which
rods cannot be moved, and thus, requiring a scram.
7.4

Equipment Duty

The reduction in the number of control rod positioning steps prevents unnecessary control rod
manipulations. This reduces the duty on the Reactor Manual Control System and CRD
hardware, which improves equipment reliability because it reduces the number of operations to
achieve reactor shutdown. In addition, avoiding scrams results in less duty on the CRD system
components, and thus, also improves CRD component reliability.
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APPENDIX A
APPLICABLE STANDARD TECHNICAL SPECIFICATIONS
For completeness, the current Standard Technical Specifications (STS) fiom NUREG 1433
(Reference 3) and NUREG 1434 (Reference 4), which address the subjects discussed in this
report, are provided below.
A.1 NUREG 1433 BWR/4 STS
STS 3.1.3; CONDITION D and REQUIRED ACTION D.1:
D.1

D.
- NOTE Not applicable when
THERMAL POWER
> [10]% RTP.

Restore compliance with
BPWS.

OR

Two or more inoperable
control rods not in
compliance with banked
position withdrawal
sequence (BPWS)
and not separated by two
or more OPERABLE
control rods.

D.2 Restore control rod to
OPERABLE status.

STS 3.1.6; LCO 3.1.6:
OPERABLE control rods shall comply with the requirements of the [banked position withdrawal
sequence (BPWS)].
STS 3.1.6; CONDITIONS A and B, and REQUIRED ACTIONS A.1 and B.1:
CONDITION
A. One or more
OPERABLE control rods
not in compliance with
(BPWS].

REQUIRED ACTION
A.1
- NOTE Rod worth minimizer (RWM)
may be bypassed as allowed by
LCO 3.3.2.1, "Control Rod
Block Instrumentation."
Move associated control rod(s)
to correct position.
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B. Nine or more
OPERABLE control rods
not in compliance with
[BPWS].

B.1
- NOTE Rod worth minimizer (RWM)
may be bypassed as allowed by
LCO 3.3.2.1.
Suspend withdrawal of control rods.

STS SR 3.1.6.1:
SR 3.1.6.1

Verify all OPERABLE control rods comply with [BPWSJ.

STS 3.3.2.1, CONDITION C:
C.

Rod worth minimizer
(RWM) inoperable
during reactor startup

STS 3.3.2.1, REQUIRED ACTION C.2.2:
C.2.2 Verify movement of control
rods is in compliance with
banked position
withdrawal sequence
(BPWS) by a second
licensed operator or other
qualified member of the
technical staff.

STS 3.3.2.1, CONDITION D and REQUIRED ACTION D.1:
D.

RWM inoperable during
Reactor shutdown

D.1 Verify movement of control
rods is in compliance with
BPWS by a second
licensed operator or other
qualified member of the
technical staff.

STS SR 3.3.2.1.8:
SR 3.3.2.1.8 Verify control rod sequences input to the RWM are in conformance with BPWS.
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STS Table 3.3.2.1-1, FUNCTION 2 and note (f):
APPLICABLE
MODES OR REQUIRED
SPECIFIED CHANNELS
CONDITIONS
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2. Rod Worth Minimizer

(f)

SURVEILLANCE
REQUIREMENTS

SR
SR
SR
SR

3.3.2.1.2
3.3.2.1.3
3.3.2.1.5
3.32.1.8

ALLOWABLE
VALUE

NA

With THERMAL POWER < 110j% RTP.

A.2 NUREG 1434 BWR/6 STS

STS 3.1.3; CONDITION D and REQUIRED ACTION D.1:
(Same as for NUREG 1433.)
STS 3.1.6; LCO 3.1.6:
(Same as for NUREG 1433.)
STS 3.1.6; CONDITION A:
(Same as forNUREG 1433.)
STS 3.1.6; CONDITION B:
(Same as for NUREG 1433.)
STS SR 3.1.6.1:
(Same as for NUREG 1433.)
STS Table 3.3.2.1-1, FUNCTION L1a and note (c):
APPLICABLE
MODES OR
SPECIFIED
CONDITIONS
1.b. Rod pattern controller

(c)

With

ll), 2!

THERMAL

REQUIRED

SURVEILLANCE

CHANNELS

REQUIREMENTS

[Ii

POWER

A-3

SR
SR
SR
SR
SR

3.3.2.1.3
3.3.2.1.4
3.3.2.1.5
3.3.2.1.7
3.3.2.1.9
S [1 0]% RTP.
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APPENDIX B
NRC REQUESTS FOR ADDITIONAL INFORMATION
AND
ACCEPTED RESPONSES

B-I

GE Nuclear Energy
Nudear Servces
175 Curtner Ave. MIC 747
San Jose, CA 95125
(408) 925-1913. Fax (408) 925-6710
E-mail: george.strantback@gene.ge.com

MFN 04-047
April 21, 2004
U.S Nuclear Regulatory Commission
Document Control Desk
Washington, D.C. 20852-2738
Attention:

Chief, Information Management Branch
Program Management
Policy Development and Analysis Staff

Subject: Responses to Informal NRC RAIs and Concerns From A 03123/04 Conference
Call Regarding The Improved BPWS, LTR NEDO-33091
During the NRC Staff review of the Reference I Licensing Topical Report (LTR), through
emails and a 03/23/04 GE-NRC conference call the NRC provided a number of informal requests
for additional information (RAIs) and voiced some other concerns with respect to Reference 1.
Enclosure I provides GE's responses to all of those RAls and concerns.
Ifyou have any questions, please contact, Kurt Schaefer at (408) 925-2426 or myself.
Sincerely,

George Stramback
Manager, Regulatory Services
GE Nuclear Energy
(408) 925-1913
george.strambackegene.ge.com
Project No. 710
Reference:
1. BWR Owners' Group Licensing Topical Report, Improved BPWS Control Rod Insertion
Process,NEDO-33091 (non-proprietary), April 2003.
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Page 2
Enclosures:
1. Responses to NRC StaffRequests For Additional Infornation on NEDO-33091.
cc:

AB Wang (NRC)
Bo Pham (NRC)
J. Tuttle (GNF)
DRF 0000-0026-2578

Responses to NRC Staff Requests For Additional Information On NEDO-33091
The LTR states that it is impossible for a control rod to become decoupled during the
shutdown process following the improved BPWS. Please provide detailed information
about the different types of control rod drives (CRDs) used for BWR-2 to BWR-6 plants
with respect to the coupling between the CRD and control rod during shut-down. Based on
this information, please also explain why it is not possible for the CRD and control rod to
be decoupled.
Response:
All Reg. Guide 1.70, Rev.3 BWR UFSARs contain failure mode and effects analyses
(FMEA) for the CRD system. Attachment I includes some pages from the FMEA in a
typical BWR UFSAR (i.e., Limerick). As stated in the last paragraph of page 4.6-18, no
single failure can of itself initiate a rod withdrawal. This statement is even more
applicable, when the collet fingers are locked, such as when there is no CR movement or
the CR is being inserted. (See Limerick Figure 4.6-3.) For a CR to withdraw, the six collet
fingers must be unlocked so that the index tube can be lowered without being latched to a
stop by the collet fingers. During CR insertion, if a mechanical/hydraulic failure occurs
that stops all upward hydraulic force, the most the CR could withdraw is 6 inches to the
next index tube latching indentation.
As summarized in UFSAR subsection 4.6.2.3.1.4, a limiting multi-failure scenario with the
collet fingers remaining open has been evaluated. The resulting maximum CR withdrawal
speed is 2 ftlsec, which is bounded by the 5 ft/sec CR drop speed assumed in the Control
Rod Drop Accident (CRDA) analyzed in UFSAR Chapter 15, as discussed in UFSAR
subsection 4.6.2.3.2.2.
Attachment I also provides the UFSAR Control Rod Drive (CRD) and Control Rod (CR)
design figures for a BWR/2 (Oyster Creek), BWR/3 (Monticello), BWRI4 (Limerick),
BWR/5 (La Salle) and BWRI6 (Perry). For all BWR/2-6 plants, these figures demonstrate
that a CR sits atop its associated CRD, and that it is physically impossible for a CR to move
down past (i.e., to be withdrawn) its CRD.
Normally, a CR cannot become uncoupled from its CRD, because the CRD spud ("6fingers") mechanically locks into the CR socket, and operator action is required to unlock
this coupling. It is possible, due to a CRD assembly error, for a CRD to not properly lock
into CR. In this case, CR movement (withdrawal and insertion) and scram are not
impaired, because gravitational force will maintain the CR on top of its CRD. Plant
Technical Specifications already provide provisions for coupling checks and steps to be
taken if a CR is uncoupled from its drive.
The improved BPWS only involves CR insertion steps that prevent the CRs from dropping
(i.e., separating from CRD), and does not involve/affect any of the functions discussed
above.
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2.

In the GE Proprietary Information Class III document (WE-1048), which describes the
control rod drop design basis accident, page 6-16, Section 6.4, Control Rod Drop Accident,
states the following:
"One of the four design basis accidents is a control rod drop. The design basis control
rod drop accident is defined as the complete (but unnecessarily sudden) rupture,
breakage, or disconnection of a fully inserted control rod drive from its cruciform
control blade at or near the coupling and in such a way that the blade somehow
becomes stuck at its location inserted."
This description includes rupture and breakage as mechanisms that may trigger the rod
drop accident (RDA). Please explain why the BWROG/GE changed from this definition to
the exclusion of CRD failure as one of the causes for RDA. Is the BWROG/GE proposing
a new position that CRD failure will not be considered as the cause for RDA in future
analyses?
Response:
NEDO-33091 Rev. 2.0, "BWR Owners' Group Licensing Topical Report: Improved BPWS
Control Rod Insertion Process', describes an improved control rod (CR) insertion process.
The rod drop accident scenario, also described in the report (1.0 Background), requires the
following conditions:
1. The CR is not coupled to the control rod drive (CRD).
2. The CR is stuck.
3. The CRD is withdrawn, leaving the stuck CR suspended in position.
4. The CR subsequently becomes unstuck and drops freely at 3.11 feet/second.
Because the Improved BPWS process, described by NEDO-33091, is only for CR insertion
and does not involve CR withdraw, then one of the primary factors in the rod drop accident
(item 3, above) is eliminated. Therefore, the rod drop accident scenario is eliminated from
consideration for this CR insertion process.
Additionally, there are no single failure scenarios that will result in a CR
withdrawal/ejection/drop, including CRD withdrawals with CR velocities corresponding to
the control rod drop accident. "There are no known single malfunctions that cause the
unplanned (i.e., no operator action is involved) withdrawal of even a single control rod."
[See (in Attachment 2) Limerick UFSAR 4.6.2.3.2.2 for BWR/2-5 CRDs and River Bend
UFSAR 4.6.2.3.2.2 for BWR/6 CRDs.] This applies to both BWR 2-5 CRDs and BWR/6
CRDs, because they are essentially same regarding the design of the locking mechanism
and the mechanism for CRD insertion, withrawal and scram. (The primary difference
between these CRDs is the mechanism for slowing the control rod at the end of a scram
stroke.) The scenarios, which result in CR withdrawal, require multiple failures combined
with a CR withdrawal signal (not part of the improved CR insertion process). Otherwise,
the CRD latching mechanism, the hydraulic conditions and/or the control rod drive housing
support prevent CR withdrawal. [See (in Attachment 2) Limerick UFSAR 4.6.2.3.2.2.1
through 4.6.2.3.2.2.12 and River Bend UFSAR 4.6.2.3.2.2.1 through 4.6.2.3.2.2.12 for
BWRI6 CRDs.]
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For example, if the drive housing fails at the attachment weld (River Bend UFSAR
4.6.2.3.2.2.1), "the CRD and housing would be blown downward against the support
structure" and "if the collet were to remain latched" (which is expected in this scenario),
"no further control rod ejection would occur." Also, the "maximum deflection is
approximately 3 in." If the "failure were to occur while the control rod is being withdrawn"
(i.e., during a planned withdrawal) and "if the collet were to stay unlatched", then "the
steady-state rod withdrawal velocity would be 0.3 fi/sec" and would continue "until driving
pressure was removed from the pressure-over port" (i.e., the single notch out sequence
stops automatically or the operator terminates the continuous withdraw command). Note
that unlike the latter scenario, the improved BPWS CR insertion process does not initiate a
CR withdrawal command.
Regardless of the scenario, all CRD failure modes and effects evaluations in the UTFSARs
are unaffected by the Improved BPWS, which only involves CR insertion changes.

t
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3.

The improved BPWS will significantly reduce the time of the normal shut down process.
The LTR states that the total rod manipulation steps for shutting down a medium sized
reactor will be reduced from approximately 400 to 150 steps. While this reduction allows
for faster insertion of negative reactivity, the rapid power decrease may cause quenching of
the reactor pressure vessel or the necessary speeding up of other processes. Please provide
a discussion about the impact of the improved BPWS on other procedures in this regard, if
any. In particular, please address how the reactor vessel Pressure-Temperature limit will be
maintained during the shut down process.
Response:
The improved BPWS does not adversely (if at all) affect any normal shutdown process,
including maintaining the reactor vessel cool down time rate within its PressureTemperature limits. Current operating procedures already account for the effects of the
most limiting (fastest negative reactivity) CR insertion scenario, i.e., scram. Operations
control the cool down process by controlling reactor dome pressure, coolant flow and
coolant temperature, regardless of the CR insertion process.
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4.

Using the improved BPWS process, control rods not confirmed to be coupled are required
to be fully inserted prior to reducing power below the low power set point (LPSP). How
does the improved BPWS ensure this full insertion prior to the LPSP? Is it possible for
some of the un-confirmed rods to not be fully inserted with power dropping below the
LPSP?
Response:
As with the original BPWS, the insertion steps are controlled by plant procedures, and thus,
to implement the improved BPWS, plant procedures will be updated. Section 5, Item A of
the LTR provides guidance to be used in updating plant procedures, to ensure that any unconfirmed CR are fully inserted prior to reaching the LPSP. The probability of an unconfirmed rod not being fully inserted, while the power drops below the LPSP, is remote
because of the followings:
a. The LTR requires that each CR that has not been confirmed coupled (since its last
withdrawal) to be fully inserted prior to reducing power below the LPSP. Therefore,
the operator is aware of the status of each rod.
b. The control rods are inserted, as much as reasonably possible, in the same order as
specified for the standard BPWS. Therefore, the operator is absolutely aware of the
status of each control rod before the shutdown process begins.
c. The LTR states that operations shall confirm control rod coupling integrity for all rods
that are fully withdrawn and there would be two documented coupling checks or one
verified and documented coupling check. Therefore, the probability of not confirming
the coupling integrity of the fully withdrawn rod is remote.
For normal shutdowns, it is expected that all potentially unconfirmed CRs will be inserted
prior to reducing power to 40%, which is significantly above the LPSP. However, the last
paragraph in LTR page 5-1 addresses the postulated scenario of a plant being below LPSP
prior to having all un-confirmed CRs fully inserted. The LTR states, "If shutdown is
requiredand all rods, which are not confirmed coupled, cannot be fully insertedprior to
the power dropping below the LPSP (such as shortly after a startup), then the standard
(e.g., Reference 2) BPWS must be observed below the LPSP or a scram is required
However, during the shutdown process using the standardBPWS and after all rods, which
were not confirmed coupled, have been fully inserted, the improved BPWS control rod
insertionprocess may be used."

Therefore, the improved BPWS is only allowed to be used when all un-confirmed CRs are
fully inserted prior to power dropping below the LPSP.
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5.

Page 2-1 of the LTR states, "require control rod confirmations... ." Does this requirement
apply to all control rods? If not, please clarify which control rods need to be confirmed.
Response:
Currently, plant Technical Specifications require all CRs to be coupled to their CRDs.
Technical Specifications Surveillances require coupling checks (a) prior to reactor
criticality after completing core alterations, (b) anytime a CR is withdrawn to the full out
position, and (3) following maintenance on or modification to a CR or CRD system. These
requirements are not affected by the improved BPWS.
LTR Section 5 Item A discusses how the improved BPWS goes beyond the above
requirements. To avoid a single operator error (SOE), rod couplings must be checked
twice or be verified by a second operator. This applies to all CRs that are not already fully
inserted.
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6.

Will the improved BPWS replace all existing BPWSs in U.S. BWRs? Will there be any
exceptions?
Response:
The improved BPWS does not replace the existing BPWS. The improved BPWS only
provides an alternate approach to the existing BPWS with respect to control rod insertions,
when a plant is being shutdown and all non-filly inserted control rods have been confirmed
to be coupled. The improved BPWS may be used by all U.S. BWRs, but it is not
mandatory. The implementation of the improved BPWS is a plant-specific decision.
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Addressing NRC Concerns From the 3123/05 Conference Call &

Clarification of the Response to Improved BPWS LTR RAI 1.1
Explanation of the difference between the velocities stated in UFSAR 4.6.2.3.1.4 (2 fps)
and 4.62.3.2.2.7 (11.8 fps).
The velocity stated in 4.6.2.3.1.4 (2 fps) is the result of the scenario described in 4.6.2.3.2.2.2.1
Pressure-Under (Insert) Line Break. In this scenario, failure of the insert line occurs while the
rod is being withdrawn. The flange ball check valve would lift and close the flow path out
through the failed insert line due to the differential pressure. Then the under-piston water (while
CRD is withdrawing) would be routed to the flange vessel ports (under the ball check valve) and
discharged into the reactor vessel. Because the hydraulic resistance of this flow path is less than
the normal resistance through the Directional Control Valve (i.e., a throttled valve), the velocity
increases to 2 fps if the collet is stuck open (in the unlatched position). Normally, at this velocity
(2 fps) the hydraulic force would not be sufficient to hold the collet open and the collet would be
forced into the latched position, hence, stopping rod withdrawal. In summary, the operator
selects this rod for withdrawal and two failures are assumed: failed insert line and collet failure
to latch during the higher than normal velocity condition.
I.

The velocity stated in 4.6.2.3.2.2.7 (11.8 fps) is the result of the failure of the flange ball check
valve plug while the rod is being withdrawn. The under-piston water (while CRD is
withdrawing) would be discharged through the hole in the side of the flange and directly out to
atmosphere. Because the hydraulic resistance of this flow path is significantly less than the
normal resistance through the Directional Control Valve (i.e., a throttled valve) or through the
flange vessel ports (mentioned above), the velocity increases to 11+ fps if the collet is stuck
open. Normally, at this high velocity the hydraulic force would not be sufficient to hold the
collet open and the collet would be forced into the latched position, hence, stopping rod
withdrawal. In summary, the operator selects this rod for withdrawal and two failures are
assumed: failed flange ball check valve plug and collet failure to latch during the higher than
normal velocity condition.
2.
Explanation of the failure scenario described in 4.6.2.3.2.2.11 relative to single failure.
Two cases could lead to continuous rod withdrawal following a deliberate withdrawal command.
Case 1: Following a withdrawal command and assuming the signal terminates as expected, a
failure of the Directional Control Valve to close would cause the rod to continue to withdraw.
Case 2: Following a withdrawal command and assuming the signal terminates as expected, a
failure of the collet to return to its latched position would cause the rod to continue to drift out.
Yes, a single failure (failure of Directional Control Valve to close or failure of the collet to return
to its latched position) would cause the rod to continuously drift out. In summary, an inadvertent
continuous rod withdrawal must be first initiated by the operator's withdrawal command
followed by one of these failures.
3.
Explanation of the statement "unplanned withdrawal" in 4.6.2.3.2.2.
In the 4.6.2.3.2.2 statement "There are no known single malfunctions that cause the unplanned
withdrawal of even a single control rod," an "unplanned withdrawal" is a CR withdrawal that
does not involve any operator action, e.g., the operator does not initiate a CR withdrawal.
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RAI 1.1 has been renumbered as RAI 2, above. The response to RAI 2, above, is the clarified
response to RAI 1.1.
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Attachment I
UFSAR CRD FAMEA and CRD & CR UFSAR Design Figures for BWRJ2 - 6

IGS UFSAR

As is illustrated in Figure 4.6-3, the locking mechanism is a
ratchet-type device and does not interfere with rod insertion. The
speed at which the drive moves is determined by the flow through
the insert speed control valve, which is set for approximately 4
During
gpm for a shim speed (nonscram operation) of 3 in/sec.
normal insertion, the pressure on the downstream side of the speed
control valve is 90-100 psi above reactor vessel pressure. However,
if the drive slows for any reason, the flow through and the
pressure drop across the insert speed control valve decreases; the
full differential pressure (260 psi) is then available to cause
With 260 psi differential pressure acting on
continued insertion.
the drive piston, the piston exerts an upward force of 1040 pounds.
4.6.1.2.5.2

Rod Withdrawal

The
Rod withdrawal is, by design, more involved than insertion.
collet fingers (latch) must be raised to reach the unlocked
The notches in the index tube and the
position (Figure 4.6-3).
collet fingers are shaped so that the downward force on the index
The index tube must be
tube holds the collet fingers in place.
lifted before the collet fingers can be released. This is done by
opening the drive insert valves (in the manner described in the
The withdraw
preceding paragraph) for approximately one second.
valves are then opened, applying driving pressure above the drive
piston, and opening the area below the piston to the exhaust
Pressure is simultaneously applied to the collet piston.
header.
As the piston raises, the collet fingers are cammed outward, away
from the index tube, by the guide cap.
The pressure required to release the latch is set and maintained at
a level high enough to overcome the force of the latch return
spring, plus the force of reactor pressure opposing movement of the
When this occurs, the index tube is unlatched and
collet piston.
Water displaced by the
free to move in the withdraw direction.
drive piston flows out- through the withdraw speed control valve,
which is set to give a rod shim speed of approxiately 3 in/sec. The
and is
entire valving sequence is automatically controlled,
initiated by a single operation of the rod withdraw switch.
Rod withdrawal will not occur without permissive operator action.
Following a deliberate operator withdrawal action, a rod drift
could occur due to failure of its collet assembly to return to the
locked position. The operator can interrupt this withdrawal with a
No single failure can of itself
scram or an insert signal.
initiate a rod withdrawal.

I

4.6-18

Rev. 08

11/98

LGS UFSAR
4.6.2.3.1
4.6.2.3.1.1

Control Rods
Materials Adequacy Throughout Design Lifetime

The adequacy of the materials throughout the design life is
The
evaluated in the mechanical design of the control rods.
primary materials, boron carbide (BC) powder, solid hafnium, and
304 austenitic stainless steel, have been found suitable in meeting
the demands of the BWR environment.
4.6.2.3.1.2

Dimensional and Tolerance Analysis

Layout studies are done to ensure that, given the worst combination
of part tolerance ranges at assembly, no interference exists that
In addition,
will restrict the passage of control rods.
preoperational verification is made on each control blade system to
show that the acceptable levels of operational performance are met.
4.6.2.3.1.3

Thermal Analysis of the Tendency to Warp

The various parts of the control rod assembly remain at
approximately the same temperature during reactor operation,
What little
negating the problem of distortion or warpage.
differential thermal growth that could exist is allowed for in the
A minimum axial gap is maintained between
mechanical design.
absorber rod tubes and the control rod frame assembly for this
purpose. Use of dissimilar metals (stainless steel and hafnium) is
evaluated to ensure that any effects due to thermal expansion or
irradiation growth are acceptable.
4.6.2.3.1.4

Forces for Expulsion

An analysis has been performed which evaluates the maximum pressure
forces which could tend to eject a control rod from the core. The
results of this analysis are given in Section 4.6.2.3.2.2.2. In
summary, if the collet were to remain open, which is unlikely,
calculations indicate that the steady-state control rod withdrawal
velocity would be 2 ft/sec for a pressure-under line break, the
limiting case for rod withdrawal.
4.6.2.3.1.5

Functional Failure of Critical Components

The consequences of a functional failure of critical components
have been evaluated and the results are covered in Section
4.6.2.3.2.2.
4.6.2.3.1.6

Precluding Excessive Rates of Reactivity Addition

In order to preclude excessive rates of reactivity addition,
analysis has been performed both on the velocity limiter device,
and the effect of probable control rod failures (Section
4.6.2.3.2.2).
4.6-23

Rev.l
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LGS UFrAR
Control Rod Drives

4.6.2.3.2
4.6.2.3.2.1

Evaluation of Scram Time

The rod scram function of the CRD system provides the negative
reactivity insertion required by safety design basis as stated in
The scram time shown in the description is
Section 4.6.1.1.1.
adequate as shown by the transient analyses of Chapter 15.
4.6.2.3.2.2

Analysis of Malfunction Relating to Rod Withdrawal

There are no known single malfunctions that cause the unplanned
However, if multiple
withdrawal of even a single control rod.
malfunctions are postulated, studies show that an unplanned rod
withdrawal can occur at withdrawal speeds that vary with the
In all cases the
combination of malfunctions postulated.
subsequent withdrawal speeds are less than that assumed in the roddrop accident analysis as discussed in Chapter 15. Therefore, the
physical and radiological consequences of such rod withdrawals are
less than those analyzed in the rod-drop accident.
4.6.2.3.2.2.1

Drive Housing Failure at Attachment Weld

The bottom head of the reactor vessel has a penetration for each
CRD location. A drive housing is raised into position inside each
penetration and is fastened by welding. The drive is raised into
the drive housing and bolted to a flange at the bottom of the
The housing material is seamless, Type 304 stainless
housing.
The
steel pipe with a minimum tensile strength of 75,000 psi.
crack
circumferential
complete
basic failure considered here is a
through the housing wall at an elevation just below the J-weld.
Static loads on the housing wall include the weight of the drive
and the control rod, the weight of the housing below the J-weld,
and the reactor pressure acting on the 6 inch diameter crossDynamic loading
sectional area of the housing and the drive.
results from the reaction force during drive operation.
If the housing were to fail as described, the following sequence
of events is foreseen:
a.

The housing would separate from the reactor vessel.

b.

The CRD and housing would be blown downward against the
support structure, by reactor pressure acting on the
cross-sectional area of the housing and the drive.

4.6-25

A WMRADW uM

3HOVWATZR
rAIROR3OW
;"LK urjt cco Is w
THNE VITH ORAW IMOCC Gi
OPUATICJL
ZALL cMECx

VALVE

wMC=g

vaal

FRLsSUKCr

.

GPU NUCLEAR CORPORATION
OYSTER CREEK NUCLEAR GENERATING STATION
UPDATED
FINAL SAFETY ANALYSIS REPORT

,

_a

CONTROL ROD DRIVE-CUTAWAY
REV. RE,
0,. 12184
12/8 -

.

I..

MMa
Ftf.vo
.. li9s A A-

UNLOCKING
HANDLE

7

*

*

SOCKET

~

~

...

SOKPRINS
RETURN

-I

GPU NUCLEAR CORPORATION
OYSTER CREEK NUCLEAR GENERATING STATION
UPDATED
FINAL SAFETY ANALYSIS REPORT

CONTROL ROD TO DRIVE COUPLING
ISOMETRIC
0,12/84
REV.
REV. 0,
12/84

I

FIGURE 4.6-4
FIGURE 4.6-4

NEUTRON ABSORBER
,RODS
SHEATH

VELOCITY LITER

GPU NUCLEAR CORPORATION
OYSTER CREEK NUCLEAR GENERATING STATION
UPDATED
FINAL SAFETY ANALYSIS REPORT

CONTROL ROD - ISOMETRIC
REiV. 0, 12/84

I

FIGURE 4.6-7

MONTICELLO UPDATED SAFETY ANALYSIS REPORT

USAR 3.FIGURES
Revision 20
Page 10 of 19

Figure 3.5-1 Control Rod Assembly Isometric
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Figure 3.5-2 Control Rod Assembly and Drive Coupling Isometric
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4.6.2.3.2
4.6.2.3.2.1

Evaluation of Scram Time

The rod scram function of the CRD system provides the negative
reactivity insertion required by safety design basis as stated in
The scram time shown in the description is
Section 4.6.1.1.1.
adequate as shown by the transient analyses of Chapter 15.
4.6.2.3.2.2

Analysis of Malfunction Relating to Rod Withdrawal

There are no known single malfunctions that cause the unplanned
However, if multiple
withdrawal of even a single control rod.
malfunctions are postulated, studies show that an unplanned rod
withdrawal can occur at withdrawal speeds that vary with the
In all cases the
combination of malfunctions postulated.
subsequent withdrawal speeds are less than that assumed in the roddrop accident analysis as discussed in Chapter 15. Therefore, the
physical and radiological consequences of such rod withdrawals are
less than those analyzed in the rod-drop accident.
4.6.2.3.2.2.1

Drive Housing Failure at Attachment Weld

The bottom head of the reactor vessel has a penetration for each
CRD location. A drive housing is raised into position inside each
penetration and is fastened by welding. The drive is raised into
the drive housing and bolted to a flange at the bottom of the
The housing material is seamless, Type 304 stainless
housing.
The
steel pipe with a minimum tensile strength of 75,000 psi.
basic failure considered here is a complete circumferential crack
through the housing wall at an elevation just below the 3-weld.
Static loads on the housing wall include the weight of the drive
and the control rod, the weight of the housing below the J-weld,
and the reactor pressure acting on the 6 inch diameter crossDynamic loading
sectional area of the housing and the drive.
results from the reaction force during drive operation.
If the housing were to fail as described, the following sequence
of events is foreseen:
a.

The housing would separate from the reactor vessel.

b.

The CRD and housing would be blown downward against the
support structure, by reactor pressure acting on the
cross-sectional area of the housing and the drive.
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c.

d.

The downward motion of the drive and associated parts
would be determined by the gap between the bottom of the
drive and the support structure, and by the deflection
of the support structure under the load.
maximum

deflection

is

1.

In the current design,
approximately 3 inches.

2.

If the collet remains latched, no further control
rod ejection would occur (Reference 4.6-1); the
housing would not drop far enough to clear the
reactor vessel penetration.

Reactor water would leak at a rate of approximately 180
gpm, through the 0.03 inch diameter clearance between the
housing OD and reactor vessel penetration ID.

If the basic housing failure were to occur while the control rod
is being withdrawn (this is a small fraction of the total drive
operating time) and if the collet were to stay unlatched, the
following sequence of events is foreseen:
a.

The housing would separate from the reactor vessel.

b.

The control rod, CRD, and housing would be blown downward
against the CRD housing support.

c.

that the steady-state
indicate
Calculations
withdrawal velocity would be 0.3 ft/sec.

d.

During withdrawal, pressure under the collet piston would
be approximately 250 psi greater than the pressure over
it; therefore, the collet would be held in the unlatched
position until driving pressure was removed from the
pressure-over port.

4.6.2.3.2.2.2

rod

Rupture of Hydraulic Line(s) to Drive Housing
Flange

There are three types of possible rupture of hydraulic lines to the
pressure-under (insert) line break;
drive housing flange:
pressure-over (withdrawn) line break; and coincident breakage of
both of these lines.
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4.6.2.3.2.2.2.1

Pressure-Under (Insert) Line Break

For the case of a pressure-under (insert) line break, a partial or
complete circumferential opening is postulated at or near the point
Failure is more likely
where the line enters the housing flange.
to occur after another basic failure, wherein the drive housing or
housing flange separates from the reactor vessel. Failure of the
housing, however, does not necessarily lead directly to failure of
the hydraulic lines.
If the pressure-under (insert) line were to fail and if the collet
were latched, no control rod withdrawal would occur. There would be
no pressure differential across the collet piston and, therefore,
Consequently, the associated
no tendency to unlatch the collet.
control rod could not be withdrawn, but if reactor pressure is
greater than 600 psig, it will insert on a scram signal.
The ball check valve is designed to seal off a broken
pressure-under line by using reactor pressure to shift the check
If the ball check valve were prevented
ball to its upper seat.
from seating, reactor water would leak to the reactor enclosure or
containment. Because of the broken line, cooling water could not
Loss of cooling water would
be supplied to the drive involved.
However, prolonged
drive.
the
to
damage
immediate
no
cause
or near reactor
at
exposure of the drive to temperatures
temperature could lead to deterioration of material in the seals.
High temperature would be indicated to the operator by the
thermocouple in the position indicator probe, by high cooling water
flow, and by operation of the containment sump pump.
If the basic line failure were to occur while the control rod is
being withdrawn, the hydraulic force would not be sufficient to
hold the collet open, and spring force normally would cause the
However, if the collet
collet to latch and stop rod withdrawal.
were to remain open, calculations indicate that the steady-state
control rod withdrawal velocity would be 2 ft/sec.
4.6.2.3.2.2.2.2

Pressure-Over (Withdrawn) Line Break

The case of the pressure-over (withdrawn) line breakage considers
the complete breakage of the line at or near the point where it
If the line were to break, pressure
enters the housing flange.
over the drive piston would drop from reactor pressure to
pressure
reactor
significant
Any
pressure.
atmospheric
of the
bottom
on
the
act
(approximately 600 psig or greater) would
Insertion would occur
drive piston and fully insert the drive.
regardless of the operational mode at the time of the failure.
After full insertion, reactor water would leak past the stop piston
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seals.
This leakage would exhaust to the atmosphere through the
broken pressure-over line.
The leakage rate at 1000 psi reactor
pressure is estimated to be 1-3 gpm; however, with the Graphitar
seals of the stop piston removed, the leakage rate could be as high
as 10 gpm, based on experimental measurements. If the reactor were
hot, drive temperature would increase.
This situation would be
indicated to the reactor operator by the drift alarm, by the fully
inserted drive, by a high drive temperature (annunciated in the
control room), and by operation of the drywell sump pump.
4.6.2.3.2.2.2.3

Simultaneous Breakage of the Pressure-Over
(Withdrawn) Pressure-Under (Insert) Lines

For the simultaneous breakage of the pressure-over (withdrawn) and
pressure-under (insert) lines, pressures above and below the drive
piston would drop to zero, and the ball check valve would close the
broken pressure-under line.
Reactor water would flow from the
annulus outside the drive, through the vessel ports, and to the
space below the drive piston. As in the case of pressure-over line
breakage, the drive would then insert (at reactor pressure
approximately 600 psi or greater) at a speed dependent on reactor
pressure. Full insertion would occur regardless of the operational
mode at the time of failure. Reactor water would leak past the
drive seals and out the broken pressure-over line to the reactor
enclosure or containment, as described above.
Drive temperature
would increase.
Indication in the control room would include the
drift alarm, the fully inserted drive, the high drive temperature
annunciated in the control room, and the operation of the drywell
sump pump.
4.6.2.3.2.2.3

All Drive Flange Bolts Pail in Tension

Each CRD is bolted to a flange at the bottom of a drive housing.
The flange is welded to the drive housing.
Bolts are made of
AISI-4140 steel or AISI-4340 steel, with a minimum tensile strength
of 125,000 psi. Each bolt has an allowable load capacity of at
least 15,200 pounds. Capacity of the 8 bolts is at least 121,600
pounds. As a result of the reactor design pressure of 1250 psig,
the major load on all 8 bolts is 30,400 pounds.
If a progressive or simultaneous failure of all bolts occurs, the
drive separates from the housing.
The control rod and the drive
Impact
would be blown downward against the support structure.
velocity and support structure loading would be slightly less than
that for drive housing failure, because reactor pressure would act
on the drive's cross-sectional area only and the housing would
remain attached to the reactor vessel. The drive would be isolated

I
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from the cooling water supply. Reactor water would flow downward
past the velocity limiter piston, through the large drive filter,
and into the annular space between the thermal sleeve and the
drive. For worst case leakage calculations, the large filter is
assumed to be deformed or swept out of the way so it would offer
no significant flow restriction. At a point near the top of the
annulus, where pressure would have dropped to 350 psi, the water
would flash to steam and cause choke flow conditions. Steam would
flow down the annulus and out the space between the housing and the
Steam formation would limit the
drive flanges to the drywell.
leakage rate to approximately 840 gpm.
If the collet were latched, control rod ejection would be limited
to the distance the drive can drop before coming to rest on the
support structure. There would be no tendency for the collet to
unlatch, because pressure below the collet piston would drop to
Pressure forces, in fact, exert 1435 pounds to hold the
zero.
collet in the latched position.
If the bolts failed during control rod withdrawal, pressure below
the collet piston would drop to zero. The collet, with 1650 pounds
return force, would latch and stop rod withdrawal.
4.6.2.3.2.2.4

Weld Joining Flange-to-Housing Failure in
Tension

The failure considered is a crack in or near the weld that joins
the flange to the housing. This crack extends through the wall and
completely around the housing. The flange material is forged, Type
304 stainless steel, with a minimum tensile strength of 75,000 psi.
The housing material is seamless, Type 304 stainless steel pipe,
with a minimum tensile strength of 75,000 psi. The conventional,
full penetration weld of Type 308 stainless steel has a minimum
tensile strength approximately the same as that for the parent
metal. The design pressure and temperature are 1250 psig and 57?5F.
Reactor pressure acting on the cross-sectional area of the drive;
the weight of the control rod, drive, and flange; and the dynamic
reaction force during drive operation result in a maximum tensile
stress at the weld of approximately 6000 psi.
If the basic flange-to-housing joint failure occurred, the flange
and the attached drive would be blown downward against the support
structure. The support structure loading would be slightly less
than that for drive housing failure, because reactor pressure would
act only on the drive cross-sectional area. Lack of differential
pressure across the collet piston would cause the collet to remain
latched and limit control rod motion to approximately 3 inches.
Downward drive movement would be small; therefore, most of the
drive would remain inside the housing.
The pressure-under and
pressure-over lines are flexible enough to withstand the small
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displacement and remain attached to the flange.
Reactor water
would follow the same leakage path described above for the flange
bolt failure, except that exit to the drywell would be through the
gap between the lower end of the housing and the top of the flange.
Water would flash to steam in the annulus surrounding the drive.
The leakage rate would be approximately 840 gpm.
If the basic failure were to occur during control rod withdrawal
(a small fraction of the total operating time) and if the collet
were held unlatched, the flange would separate from the housing.
The drive and flange would be blown downward against the support
structure.
The calculated steady-state rod withdrawal velocity
would be 0.13 ft/sec.
Because pressure-under and pressure-over
lines remain intact, driving water pressure would continue to the
drive, and the normal exhaust line restriction would exist. The
pressure below the velocity limiter piston would drop below normal
as a result of leakage from the gap between the housing and the
flange.
This differential pressure across the velocity limiter
piston would result in a net downward force of approximately 70
pounds.
Leakage out of the housing would greatly reduce the
Thus, the net
pressure in the annulus surrounding the drive.
downward force on the drive piston would be less than normal. The
overall effect of these events would be to reduce rod withdrawal
to approximately one-half of normal speed.
With a 560-psi
differential across the collet piston, the collet would remain
unlatched; however, it should relatch as soon as the drive signal
is removed.
4.6.2.3.2.2.5

Housing Wall Ruptures

This failure is a vertical split in the drive housing wall just
below the bottom head of the reactor vessel. The flow area of the
hole is considered equivalent to the annular area between the drive
Thus, flow through this annular area,
and the thermal sleeve.
rather than flow through the hole in the housing, would govern
leakage flow.
The housing is made of Type 304 stainless steel
seamless pipe, with a minimum tensile strength of 75,000 psi. The
maximum hoop stress of 11,900 psi results primarily from the
reactor design pressure (1250 psig) acting on the inside of the
housing.
If such a rupture were to occur, reactor water would flash to
steam, and leak through the hole in the housing to the drywell at
Choke flow conditions would exist, as
approximately 1030 gpm.
described previously for the flange bolt failure. However, leakage
flow would be greater because flow resistance would be less, that
is, the leaking water and steam would not have to flow down the
length of the housing to reach the drywell. A critical pressure
of 350 psi causes the water to flash to steam.
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There would be no pressure differential acting across the collet
piston to unlatch the collet; but the drive would insert as a
result of loss of pressure in the drive housing causing a pressure
drop in the space above the drive piston.
If this failure occurred during control rod withdrawal, drive
withdrawal would stop, but the collet would remain unlatched. The
drive would be stopped by a reduction of the net downward force
action on the drive line. The net force reduction would occur when
the leakage flow of 1030 gpm reduces the pressure in the annulus
outside the drive to approximately 540 psig, thereby reducing the
A
pressure acting on top of the drive piston to the same value.
pressure differential of approximately 710 psi would exist across
the collet piston and holds the collet unlatched as long as the
operator holds the withdraw signal.
4.6.2.3.2.2.6

Flange Plug Blows Out

To connect the vessel ports with the bottom of the ball check
valve, a hole of 0.75 inch diameter is drilled in the drive flange
of this hole is sealed with a plug of 0.812 inch diameter and 0.25
inch thickness. A full penetration, Type 308 stainless steel weld
The postulated failure is a full
holds the plug in place.
circumferential crack in this weld and subsequent blowout of the
plug.

If the weld were to fail, the plug were to blow out, and the collet
remained latched, there would be no control rod motion. There would
be no pressure differential acting across the collet piston to
Reactor water would leak past the velocity
unlatch the collet.
annulus between the drive and the thermal
the
down
piston,
limiter
sleeve, through the vessel ports and drilled passage, and out the
Leakage
open plug hole to the drywell at approximately 320 gpm.
calculations assume only liquid flows from the flange. Actually,
hot reactor water would flash to steam, and choke flow conditions
would exist. Thus, the expected leakage rate would be lower than
Drive temperature would increase and
the calculated value.
room.
control
the
in
alarm
an
initiate
If this failure were to occur during control rod withdrawal and if
the collet were to stay unlatched, calculations indicate that
control rod withdrawal speed would be approximately 0.24 ft/sec.
Leakage from the open plug hole in the flange would cause reactor
water to flow downward past the velocity limiter piston. A small
differential pressure across the piston would result in an
insignificant driving force of approximately 10 pounds, tending to
increase withdraw velocity.
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A pressure differential of 295 psi across the collet piston would
hold the collet unlatched as long as the driving signal was
maintained.
Flow resistance of the exhaust path from the drive would'be normal
because the ball check valve would be seated at the lower end of
its travel by pressure under the drive piston.
4.6.2.3.2.2.7

Ball Check Valve Plug Blows Out

As a means of access for machining the ball check valve cavity, a
1.25 inch diameter hole has been drilled in the flange forging.
This hole is sealed with a plug with a 1.31 inch diameter and 0.38
A full penetration weld, utilizing Type 308
inch thickness.
The failure
holds the plug in place.
filler,
steel
stainless
to a
leading
weld
postulated is a circumferential crack in this
blowout of the plug.
If the plug were to blow out while the drive was latched, there
No pressure differential would
would be no control rod motion.
exist across the collet piston to unlatch the collet. As in the
previous failure, reactor water would flow past the velocity
limiter, down the annulus between the drive and thermal sleeve,
through the vessel ports and drilled passage, through the ball
check valve cage and out the open plug hole to the drywell. The
leakage calculations indicate that the flow rate would be 350 gpm.
This calculation assumes liquid flow, but flashing of the hot
reactor water to steam would reduce this rate to a lower value.
Drive temperature would rapidly increase and initiate an alarm in
the control room.
If the plug failure were to occur during control rod withdrawal,
(it would not be possible to unlatch the drive after such a
failure) the collet would relatch at the first locking groove. If
the collet were to stick, calculations indicate the control rod
There would be a large
withdrawal speed would be 11.8 ft/sec.
retarding force exerted by the velocity limiter due to a 35 psi
pressure differential across the velocity limiter piston.
4.6.2.3.2.2.8

Drive/Cooling Water Pressure Control Valve
Closure (Reactor Pressure, 0 psig)

The pressure to move a drive is generated by the pressure drop of
practically the full system flow through the drive/cooling water
This valve is either a MOV or a standby
pressure control valve.
The
manual valve; either one is adjusted to a fixed opening.
psi
260
a
pressure
valve
develops
this
across
normal pressure drop
in excess of reactor pressure.
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If the flow through the drive/cooling water pressure control valve
were to be stopped, as by a valve closure or flow blockage, the
drive pressure would increase to the shutoff pressure of the supply
The occurrence of this condition during withdrawal of a
pump.
drive at zero vessel pressure will result in a drive pressure
increase from 260 psig to no more than 1750 psig. Calculations
indicate that the drive accelerates from 3 in/sec to approximately
6.5 in/sec. A pressure differential of 1670 psi across the collet
piston would hold the collet unlatched. Flow would be upward, past
the velocity limiter piston, but retarding force would be
negligible. Rod movement would stop as soon as the driving signal
was removed.
4.6.2.3.2.2.9

Ball Check Valve Fails to Close Passage to
Vessel Ports

Should the ball check valve sealing the passage to the vessel ports
be dislodged and prevented from reseating following the insert
portion of a drive withdrawal sequence, water below the drive
piston would return to the reactor through the vessel ports and the
annulus between the drive and the housing rather than through the
speed control valve. Because the flow resistance of this return
path would be lower than normal, the calculated withdrawal speed
would be 2 ft/sec. During withdrawal, differential pressure across
the collet piston would be approximately 40 psi. Therefore, the
collet would tend to latch and would have to stick open before
continuous withdrawal at 2 ft/sec could occur. Water would flow
upward past the velocity limiter piston, generating a small
retarding force of approximately 120 pounds.
4.6.2.3.2.2.10

Hydraulic Control Unit Valve Failures

Various failures of the valves in the HCU can be postulated, but
none could produce differential pressures approaching those
described in the preceding paragraphs, and none alone could produce
a high velocity withdrawal. Leakage through either one or both of
the scram valves produces a pressure that tends to insert the
control rod rather than to withdraw it. If the pressure in the
SDV should exceed reactor pressure following a scram, a check valve
in the line to the scram discharge header prevents this pressure
from operating the drive mechanisms.
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4.6.2.3.2.2.11

Collet Fingers Fail to Latch

The failure is presumed to occur when the drive withdraw signal is
removed.
If the collet fails to latch, the drive continues to
withdraw at a fraction of the normal speed. This assumption is
made because there is no known means for the collet fingers to
become unlocked without some initiating signal. Because the collet
fingers will not cam open under a load, accidental application of
(The drive must be given a
a down signal does not unlock them.
short insert signal to unload the fingers and cam them open before
the collet can be driven to the unlock position.)
If the drive
withdrawal valve fails to close following a rod withdrawal, the
collet would remain open and the drive would continue to move at
a reduced speed.
4.6.2.3.2.2.12

Withdrawal Speed Control Valve Failure

Normal withdrawal speed is determined by differential pressures in
the drive and is set for a nominal value of 3 in/sec. Withdrawal
speed is maintained by the pressure regulating system and is
independent of reactor vessel pressure. Tests show that accidental
opening of the speed control valve to the fully open position
produces a velocity of approximately 6 in/sec.
The CRD system prevents unplanned rod withdrawal, and it has been
shown above that only multiple failures in a drive unit and in its
control unit could cause an unplanned rod withdrawal.
4.6.2.3.2.3

Scram Reliability

High scram reliability is the result of a number of features of the
CRD system. For example:
a.

Two reliable sources of scram energy are used to insert
each control rod: individual accumulators at low reactor
pressure, and the reactor vessel pressure itself at
power.

b.

Each drive mechanism has its own scram valves and two
scram pilot valves, so only one drive can be affected if
a scram valve fails to open. Both pilot valves must be
de-energized to initiate a scram.

c.

The RPS and the HCUs are designed so that the scram
signal and mode of operation override all others.
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d.

The collet assembly and index tube are designed so they
do not restrain or prevent control rod insertion during
scram.

e.

The SDV is monitored for accumulated water and the
reactor scrams before the volume is reduced to a point
that could interfere with a scram.

4.6.2.3.2.4

Control Rod Support and Operation

As described above, each control rod is independently supported and
controlled as required by safety design bases.
4.6.2.3.3

Control Rod Drive Housing Bupports

Downward travel of the CRD housing and its control rod following
the postulated housing failure equals the sum of these distances:
the compression of the disc springs under dynamic loading, and the
initial gap between the grid and the bottom contact surface of the
CRD flange. If the reactor were cold and pressurized, the downward
motion of the control rod would be limited to the spring
compression (approximately 2 inches) plus a gap of approximately
If the reactor were hot and pressurized, the gap
3/4" i 1/4".
would be approximately 1/2"'± 1/4" and the spring compression would
be slightly less than in the cold condition. In either case, the
control rod movement following a housing failure is substantially
Sudden
limited below one drive "notch" movement (6 inches).
withdrawal of any control rod, through a distance of one drive
notch at any position in the core, does not produce a transient
sufficient to damage any radioactive material barrier.
The CRD housing supports are in place during power operation and
when the nuclear system is pressurized.
If a control rod is
ejected during shutdown, the reactor remains subcritical because it
is designed to remain subcritical with any one control rod fully
withdrawn at any time.
At plant operating temperature, a gap of approximately 1/2" * 1/4"
At lower
exists between the CRD housing and the supports.
Because the supports do not
temperatures the gap is greater.
contact any of the CRD housing, except during the postulated
accident condition, vertical contact stresses are prevented.
Inspection and testing are discussed in Section 4.6.3.2.
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4.6.2.3.1.9

Evaluation of Control Rod Velocity Limiter

The control rod velocity limiter limits the free fall velocity of the
control rod to a value that cannot result in nuclear system process
This velocity is evaluated by the rod drop accident
barrier damage.
analysis in Chapter 15.
4.6.2.3.2

Control Rod Drives

4.6.2.3.2.1 Evaluation of Scram Time
0.420
The rod scram function of the CRD system provides the negative
reactivity insertion required by safety design basis No. 1 in
Section 4.6.1.1.1.1.
The scram time shown in the description
(Section 4.6.1.1.2.5.3)
is adequate as shown by the transient
analyses of Chapter 15.
10-e

4.6.2.3.2.2

Analysis of Malfunction Relating to Rod Withdrawal

There are no known single malfunctions that cause the unplanned
withdrawal of even a single control rod. However, if multiple
malfunctions are postulated, studies show that an unplanned rod
withdrawal can occur at withdrawal speeds that vary with the
combination of malfunctions postulated.
In all cases the subsequent
withdrawal speeds are less than those assumed in the rod drop
accident analysis as discussed in Chapter 15. Therefore, the physical
and radiological consequences of such rod withdrawals are less than
those analyzed in the rod drop accident.
&-,o14

The calculated values shown in the following postulated malfunction
events may increase slightly (up to approximately 5% to 10%) when
operating at a power uprate reactor pressure condition.
14+-*
4.6.2.3.2.2.1 Drive Housing Fails at Attachment Weld
The bottom head of the reactor vessel has a penetration for each CRD
A drive housing is raised into position inside each
location.
penetration and fastened by welding.
The drive is raised into the
drive housing and bolted to a flange at the bottom of the housing.
The CRD housing material at the vessel penetration is seamless, Type
Inconel 600 tubing with a minimum tensile strength of 80,000 psi, and
Type 304 stainless steel pipe below the vessel with a minimum
strength of 75,000 psi. The basic failure considered here is a
complete circumferential crack through the housing wall at an
elevation just below the J-weld.
Static loads on the housing wall include the weight of the drive and
the control rod, the weight of the housing below the J-weld, and the
reactor pressure acting on the 6-in diameter cross-sectional area of
the housing and the drive.

Revision 14

4.6-23

September 2001

RBS USAR

Dynamic loading
operation.

results

from

the

reaction

force

during

drive

If the housing were to fail as described, the following sequence
of events is
foreseen.
The housing would separate from the
vessel. The CRD and housing would be blown downward against the
support
structure
by
reactor
pressure
acting
on
the
cross-sectional area of the housing and the drive.
The downward
motion of the drive and associated parts would be determined by
the gap between the bottom of the drive and the support structure
and by the deflection of the support structure under load.
In
the current design, maximum deflection is approximately 3 in. If
the collet were to remain latched, no further control rod
ejection would occur"', the housing would not drop far enough to
clear the vessel penetration, and reactor water would leak at a
rate of approximately 180 gpm through the 0.03-in diametral
clearance between the housing and the vessel penetration.
If the basic housing failure were to occur while the control rod
is being withdrawn (this is a small fraction of the total drive
operating time) and if the collet were to stay unlatched, the
following sequence of events is foreseen. The housing would
separate from the vessel and the drive and housing would be blown
downward against the CRD housing support.
Calculations indicate
that the steady-state rod withdrawal velocity would be 0.3
ft/sec. During withdrawal, pressure under the collet piston would
be approximately 250 psi greater than the pressure over it.
Therefore, the collet would be held in the unlatched position
until driving pressure was removed from the pressure-over port.
4.6.2.3.2.2.2

Rupture
Flange

of

Hydraulic

Line(s)

to Drive

Housing

There are three types of possible rupture of hydraulic lines to
the drive housing flange:
1) pressure-under (insert) line break,
2) pressure-over (withdrawn) line break, and 3) coincident
breakage of both these lines.
4.6.2.3.2.2.2.1

Pressure-Under (Insert) Line Break

For the case of a pressure-under (insert) line break, a partial
or complete circumferential opening is postulated at or near the
point where the line enters the housing flange.
Failure is more
likely to occur after another basic failure wherein the drive
housing or housing flange separates from the reactor vessel.
Failure of the housing, however, does not necessarily lead
directly to failure of the hydraulic lines.
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If the pressure-under (insert) line were to fail and if the
collet were latched, no control rod withdrawal would occur. There
would be no pressure differential across the collet piston and,
therefore, no tendency to unlatch the collet. Consequently, the
associated control rod could not be withdrawn, but if reactor
pressure is greater than 600 psig, it will insert on a scram
signal.
The ball check valve is designed to seal off a broken
pressure-under line by using reactor pressure to shift the check
ball to its upper seat.
If the ball check valve were prevented
from seating, reactor water would leak to the containment.
Because of the broken line, cooling water could not be supplied
to the drive involved.
Loss of cooling water would cause no
immediate damage to the drive. However, prolonged exposure of the
drive to temperatures at or near reactor temperature could lead
to deterioration of material in the seals.
High temperature
would be indicated to the operator by the thermocouple in the
position indicator probe.
A second indication would be high
cooling water flow.
If the basic line failure were to occur while the control rod is
being withdrawn the hydraulic force would not be sufficient to
hold the collet open, and spring force normally would cause the
collet to latch and stop rod withdrawal.
However, if the collet
were to remain open, calculations indicate that the steady-state
control rod withdrawal velocity would be 2 ft/sec.
4.6.2.3.2.2.2.2

Pressure-Over (Withdrawn) Line Break

The case of the pressure-over (withdrawn) line breakage considers
the complete breakage of the line at or near the point where it
enters the housing flange.
If the line were to break, pressure
over the drive piston would drop from reactor pressure to
pressure.
Any
significant
reactor
pressure
atmospheric
(approximately 600 psig or greater) would act on the bottom of
the drive piston and fully insert the drive.
Insertion would
occur regardless of the operational mode at the time of the
failure. After full insertion, reactor water would leak past the
stop piston seals. This leakage would exhaust to the containment
through the broken pressure-over line. The leakage rate at 1,000
psi reactor pressure is estimated to be 1 to 3 gpm, however with
the graphitar seals of the stop piston removed, the leakage rate
could be as high as 10 gpm, based on experimental measurements.
If the reactor were hot, drive temperature would increase. This
situation would be indicated to the reactor operator by the drift
alarm, by the fully inserted drive, by a high drive temperature
in
the
main
annunciated
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control room, by sump water level change detected
high-sensitivity drywell-sump leak detection system,
operation of the drywell sump pump.
4.6.2.3.2.2.2.3

by the
and by

Simultaneous
Breakage
of
the
Pressure-Over
(Withdrawn) and Pressure-Under (Insert) Lines

For the simultaneous breakage of the pressure-over (withdrawn)
and pressure-under (insert) lines, pressures above and below the
drive piston would drop to zero, and the ball check valve would
close the broken pressure-under line.
Reactor water would flow
from the annulus outside the drive, through the vessel ports, and
to the space below the drive piston.
As in the case of
pressure-over line breakage, the drive would then insert (at
reactor pressure approximately 600 psig or greater) at a speed
dependent on reactor pressure.
Full insertion would occur
regardless of the operational mode at the time of failure.
Reactor water would leak past the drive seals and out the broken
pressure-over line to the containment, as described above. Drive
temperature would increase.
Indication in the main control room
would include the drift alarm, the fully inserted drive, the high
drive temperature annunciated in the main control room, and
operation of the drywell sump pump.
4.6.2.3.2.2.3

All Drive Flange Bolts Fail in Tension

Each CRD is bolted to a flange at the bottom of a drive housing.
The flange is welded to the drive housing.
Bolts are made of
AISI-4140 steel with a minimum tensile strength of 125,000 psi.
Each bolt has an allowable load capacity of 15,200 lb.
Capacity
of the eight bolts is 121,600 lb. As a result of the reactor
design pressure of 1,250 psig, the major load on all eight bolts
is

30,400 lb.

If a progressive or simultaneous failure of all bolts were to
occur, the drive would separate from the housing.
The control
rod and the drive would be blown downward against the support
structure.
Impact velocity and support structure loading would
be slightly less than that for drive housing failure, because
reactor pressure would act on the drive cross-sectional area only
and the housing would remain attached to the reactor vessel. The
drive would be isolated from the cooling water supply.
Reactor
water would flow downward past the velocity limiter piston,
through the large drive filter, and into the annular space
between the thermal sleeve and the drive. For worst-case leakage
calculations, the large filter is assumed to be deformed or swept
out of the way so it would offer no significant flow restriction.
At a point near the top of the annulus, where pressure would
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have dropped to 350 psi, the water would flash to steam and cause
choke-flow conditions.
Steam would flow down the annulus and out
the space between the housing and the drive flanges to the
drywell.
Steam formation would limit the leakage rate to
approximately 840 gpm.
If the collet were latched, control rod ejection would be limited
to the distance the drive can drop before coming to rest on the
support structure.
There would be no tendency for the collet to
unlatch, because pressure below the collet piston would drop to
zero.
Pressure forces, in fact, exert 1,435 lb to hold the
collet in the latched position.
If the bolts failed during control rod withdrawal, pressure below
the collet piston would drop to zero.
The collet, with 1,650 lb
return force, would latch and stop rod withdrawal.
4.6.2.3.2.2.4

Weld Joining Flange to Housing Fails in Tension

The failure considered is a crack in or near the weld that joins
the flange to the housing.
This crack extends through the wall
and completely around the housing.
The flange material is
forged, Type 304 stainless steel, with a minimum tensile strength
of 75,000 psi.
The housing material is seamless, Type 304
stainless steel pipe, with a minimum tensile strength of 75,000
psi.
The conventional, full penetration weld of Type 308
stainless steel has a minimum tensile strength approximately the
The design pressure and
same as that for the parent metal.
temperature are 1,250 psig and 5750F. Reactor pressure acting on
the cross-sectional area of the drive; the weight of the control
rod, drive, and flange; and the dynamic reaction force during
drive operation result in a maximum tensile stress at the weld of
approximately 5,100 psi.
If the basic flange-to-housing joint failure occurred, the flange
and the attached drive would be blown downward against the
support structure.
The support structure loading would be
slightly less than that for drive housing failure, because
reactor pressure would act only on the drive cross-sectional
area.
Lack of differential pressure across the collet piston
would cause the collet to remain latched and limit control rod
motion to approximately 3 in. Downward drive movement would be
small; therefore, most of the drive would remain inside the
housing. The pressure-under and pressure-over lines are flexible
enough to with- stand the small displacement and remain attached
to the flange.
Reactor water would follow the same leakage path
except that
described above for the
flange-bolt failure,
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exit to the drywell would be through the gap between the lower
end of the housing and the top of the flange. Water would flash
to steam in the annulus surrounding the drive. The leakage rate
would be approximately 840 gpm.
If the basic failure were to occur during control rod withdrawal
(a small fraction of the total operating time) and if the collet
were held unlatched, the flange would separate from the housing.
The drive and flange would be blown downward against the support
structure.
The calculated steady-state rod withdrawal velocity
would be 0.13 ft/sec.
Because pressure-under and pressure-over
lines remain intact, driving water pressure would continue to the
drive, and the normal exhaust line restriction would exist.
The
pressure below the velocity limiter piston would drop below
normal as a result of leakage from the gap between the housing
and the flange.
This differential pressure across the velocity
limiter piston would result in a net downward force of
approximately 70 lb.
Leakage out of the housing would greatly
reduce the pressure in the annulus surrounding the drive.
Thus,
the net downward force on the drive piston would be less than
normal.
The overall effect of these events would be to reduce
rod withdrawal to approximately one-half of normal speed. With a
560-psi differential across the collet piston, the collet would
remain unlatched; however, it should relatch as soon as the drive
signal is removed.
4.6.2.3.2.2.5

Housing Wall Ruptures

This failure is a vertical split in the drive housing wall just
The flow area of
below the bottom head of the reactor vessel.
the hole is considered equivalent to the annular area between the
drive and the thermal sleeve.
Thus, flow through this annular
area, rather than flow through the hole in the housing, would
govern leakage flow.
The CRD housing is made of Inconel 600
seamless tubing (at the penetration to the vessel), with a
minimum tensile strength of 60,000 psi, and of Type 304 stainless
steel seamless pipe below the vessel with a minimum tensile
The maximum hoop stress of 9,000 psi
strength of 75,000 psi.
results primarily from the reactor design pressure (1,250 psig)
acting on the inside of the housing.
If such a rupture were to occur, reactor water would flash to
steam and leak through the hole in the housing to the drywell at
Choke-flow conditions would exist, as
approximately 1,030 gpm.
However,
described previously for the flange-bolt failure.
leakage flow would be greater because flow resistance would be
less, that is, the leaking water and steam would not have to flow
the
of
length
the
down
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housing to reach the drywell.
A critical pressure of 350 psi
causes the water to flash to steam.
There would be no pressure differential acting across the collet
piston to unlatch the collet; but the drive would insert as a
result of loss of pressure in the drive housing causing a
pressure drop in the space above the drive piston.
If this failure occurred during control rod withdrawal, drive
withdrawal would stop, but the collet would remain unlatched.
The drive would be stopped by a reduction of the net downward
force action on the drive line.
The net force reduction would
occur when the leakage flow of 1,030 gpm reduces the pressure in
the annulus outside the drive to approximately 540 psig, thereby
reducing the pressure acting on top of the drive piston to the
same value.
A pressure differential of approximately 710 psi
would exist across the collet piston and hold the collet
unlatched as long as the operator held the withdraw signal.
4.6.2.3.2.2.6

Flange Plug Blows Out

To connect the vessel ports with the bottom of the ball check
valve, a hole of 3/4-in diameter is drilled in the drive flange.
The outer end of this hole is sealed with a plug of 0.812-in
diameter and 0.25-in thickness.
A full-penetration, Type 308
stainless steel weld holds the plug in place.
The postulated
failure is a full circumferential crack in this weld and
subsequent blowout of the plug.
If the weld were to fail, the plug were to blow out, and the
collet remained latched, there would be no control rod motion.
There would be no pressure differential acting across the collet
piston to unlatch the collet.
Reactor water would leak past the
velocity limiter piston, down the annulus between the drive and
the thermal sleeve, through the vessel ports and drilled passage,
and out the open plug hole to the drywell at approximately
320 gpm.
Leakage calculations assume only liquid flows from the
flange. Actually, hot reactor water would flash to steam, and
choke-flow conditions would exist.
Thus, the expected leakage
rate would be lower than the calculated value. Drive temperature
would increase and initiate an alarm in the main control room.
If this failure were to occur during control rod withdrawal and
if the collet were to stay unlatched, calculations indicate that
control rod withdrawal speed would be approximately 0.24 ft/sec.
Leakage from the open plug hole in the flange would cause reactor
water to flow downward past the velocity limiter piston. A small
differential
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pressure across the piston would result in an insignificant driving
force of approximately 10 lb, tending to increase withdraw velocity.
A pressure differential of 295 psi across the collet piston would
hold the collet unlatched as long as the driving signal was
maintained.
Flow resistance of the exhaust path from the drive would be normal
because the ball check valve would be seated at the lower end of its
travel by pressure under the drive piston.
4.6.2.3.2.2.7

Ball Check Valve Plug Blows Out

As a means of access for machining the ball check valve cavity, a
1.25-in diameter hole has been drilled in the flange forging.
This
hole is sealed with a plug of 1.31-in diameter and 0.38-in thickness.
A full-penetration weld, utilizing Type 308 stainless steel filler,
holds the plug in place.
The failure postulated is a circumferential
crack in this weld leading to a blowout of the plug.
If the plug were to blow out while the drive was latched, there would
be no control rod motion.
No pressure differential would exist
As in the previous
across the collet piston to unlatch the collet.
failure, reactor water would flow past the velocity limiter, down the
annulus between the drive and thermal sleeve, through the vessel
ports and drilled passage, through the ball check valve cage and out
the open plug hole to the drywell. The leakage calculations indicate
the flow rate would be 350 gpm.
This calculation assumes liquid
flow, but flashing of the hot reactor water to steam would reduce
this rate to a lower value. Drive temperature would rapidly increase
and initiate an alarm in the main control room.
*-+1O
If the plug failure were to occur during control rod withdrawal (it
would not be possible to unlatch the drive after such a failure), the
collet would relatch at the first locking groove. If the collet were
to stick, calculations indicate the control rod withdrawal speed
would be 11.8 ft/sec. There would be a large retarding force exerted
by the velocity limiter due to a 35 psi pressure differential across
the velocity limiter piston.
This event requires multiple failures
The Control Rod Drop
and is therefore beyond the design basis.
Analysis (CRDA) assumes a control rod withdrawal speed of 3.11 ft/sec
and this speed is bounding for all single failure events.
104-s

4.6.2.3.2.2.8

Drive/Cooling Water Pressure Control Valve Closure
(Reactor Pressure, 0 psig)

The pressure to move a drive is generated by the pressure drop of
practically the full system flow through the drive/cooling water
pressure
control
valve.
This
valve
is
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either a motor-operated valve or a standby manual valve; either
The normal pressure drop
one is adjusted to a fixed opening.
across this valve develops a pressure 260 psi in excess of
reactor pressure.
If the flow through the drive/cooling water pressure control
valve were to be stopped, as by a valve closure or flow blockage,
the drive pressure would increase to the shutoff pressure of the
supply pump.
The occurrence of this condition during withdrawal
of a drive at zero vessel pressure will result in a drive
pressure increase from 260 psig to no more than 2,000 psig.
Calculations indicate that the drive would accelerate from 3
in/sec to approximately 7 in/sec.
A pressure differential of
1,970 psi across the collet piston would hold the collet
Flow would be upward, past the velocity limiter
unlatched.
Rod movement
piston, but retarding force would be negligible.
would stop as soon as the driving signal was removed.
4.6.2.3.2.2.9

Ball Check Valve Fails to Close Passage to Vessel
Ports

Should the ball check valve sealing the passage to the vessel
ports be dislodged and prevented from reseating following the
insert portion of a drive withdrawal sequence, water below the
drive piston would return to the reactor through the vessel ports
and the annulus between the drive and the housing rather than
through the speed control valve.
Because the flow resistance of
this return path would be lower than normal, the calculated
During withdrawal,
withdrawal
speed would be 2 ft/sec.
differential pressure
across
the
collet piston
would be
approximately 40 psi.
Therefore, the collet would tend to latch
and would have to stick open before continuous withdrawal at 2
ft/sec could occur.
Water would flow upward past the velocity
limiter
piston,
generating
a
small
retarding
force
of
approximately 120 lb.
4.6.2.3.2.2.10

Hydraulic Control Unit Valve Failures

Various failures of the valves in the HCU can be postulated, but
none could produce differential pressures approaching those
described in the preceding sections and none alone could produce
Leakage through either one or both
a high velocity withdrawal.
of the scram valves produces a pressure that tends to insert the
control rod rather than to withdraw it.
If the pressure in the
scram discharge volume should exceed reactor pressure following a
scram, a check valve in the line to the scram discharge header
prevents this pressure from operating the drive mechanisms.
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4.6.2.3.2.2.11

Collet Fingers Fail to Latch

The failure is presumed to occur when the drive withdraw signal
is removed. If the collet fails to latch, the drive continues to
with- draw at a fraction of the normal speed. This assumption is
made because there is no known means for the collet fingers to
Because the
become unlocked without some initiating signal.
collet fingers will not cam open under a load, accidental
(The drive
application of a down signal does not unlock them.
must be given a short insert signal to unload the fingers and cam
them open before the collet can be driven to the unlock
position.) If the drive withdrawal valve fails to close following
a rod withdrawal, the collet would remain open and the drive
continue to move at a reduced speed.
4.6.2.3.2.2.12

Withdrawal Speed Control Valve Failure

Normal withdrawal speed is determined by differential pressures
in the drive and is set for a nominal value of 3 in/sec.
Withdrawal speed is maintained by the pressure regulating system
and is independent of reactor vessel pressure. Tests have shown
that accidental opening of the speed control valve to the
full-open position produces a velocity of approximately 5 in/sec.
The CRD system prevents unplanned rod withdrawal and it has been
shown above that only multiple failures in a drive unit and in
its control unit could cause an unplanned rod withdrawal.
4.6.2.3.2.3

Scram Reliability

High scram reliability is the result of a number of features of
the CRD system. For example:
1.

An individual accumulator is provided for each CRD with
sufficient stored energy to scram at any reactor
pressure.
The reactor vessel itself, at pressures
above 600 psi, will supply the necessary force to
insert a drive if its accumulator is unavailable.

2.

Each drive mechanism has its own scram valves and a
dual solenoid scram pilot valve; therefore, only one
drive can be affected if a scram valve fails to open.
Both pilot valve solenoids must be deenergized to
initiate a scram.

3.

The RPS and the HCUs are designed so that the scram
signal and mode of operation override all others.
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4.

The collet assembly and index tube are designed so they
will not restrain or prevent control rod insertion during
scram.

5.

The scram discharge volume is monitored for accumulated
water and the reactor will scram before the volume is
reduced to a point that could interfere with a scram.

6.

The Alternate Rod Insertion (ARI) system is designed such
that in the event an RPS scram signal is not received, an
independate means is available to automatically vent the
scram air header.

0-41

1*4.6.2.3.2.4

Control Rod Support and Operation

As described in the preceding sections, each control rod is
independently supported and controlled as required by safety design
bases.
4.6.2.3.3

Control Rod Drive Housing Supports

Downward travel of the CRD housing and its control rod following the
1)
postulated housing failure equals the sum of these distances:
the compression of the disc springs under dynamic loading, and 2)
the initial gap between the grid and the bottom contact surface of
the CRD flange.
If the reactor were cold and pressurized, the
downward motion of the control rod would be limited to the spring
compression (approximately 2 in) plus a gap of approximately 1 in.
If the reactor were hot and pressurized,
the gap would be
approximately 3/4 in and the spring compression would be slightly
less than in the cold condition.
In either case, the control rod
movement following a housing failure is substantially limited below
one drive "notch" movement (6 in).
Sudden withdrawal of any control
rod through a distance of one drive notch at any position in the
core does not produce a transient sufficient to damage any
radioactive material barrier.
The CRD housing supports are in place during power operation and
when the nuclear system is

pressurized.

If a control rod is ejected

during shutdown, the reactor remains subcritical because it is
designed to remain subcritical with any one control rod fully
withdrawn at any time.
At plant operating temperature, a gap of approximately 3/4 in exists
between the CRD housing and the supports. At lower temperatures the
gap is greater. Because the supports do not contact any of the CRD
housing except during the postulated accident condition, vertical
contact stresses are prevented.
Inspection and testing of CRD
housing supports is discussed in Section 4.6.3.2.
104-6
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APPENDIX C
BWROG COMMENTS ON THE DRAFT SAFETY EVALUATION

On June 3,2004 Robert Vita (Entergy), in representation of the BWROG BPWS commiftee, placed a call
to Bo Pham of the NRC to share the following editorial comments with regard to the NRC's proposed
Safety Evaluation (SE) for the Improved Banked Position Withdrawal Sequence (BPWS) Control Rod
Insertion Process Licensing Topical Report (LTR):
*

In Section 3.0 entitled "Technical Evaluation", first sentence, the phrase "...prevent a CRDA from
occurring during startup,..." should read "...mitigate the consequences of a CRDA from occurring
during startup,..."

*

The first sentence in the fourth paragraph of Section 3.0 entitled "Technical Evaluation", the phrase
"...control rod drop (CRD)" should read "...control rod drive (CR0)"

The NRC Indicated that they would make the noted changes with reference to the telephone
conversation.
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