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Notes: 1. ksf = kips per square foot.
2. RC = Resonant Column test.
3.TS = Torsional Shear test.
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UTATest  Confining Sample Sample

No. Stress No. Depth

A RC-2 4.32ksf B-2-11 59 feet

A TS-2 432ksf B-2-11 59 feet

0 RC-1 2.30ksf B-1-10 30 feet

B Ts-1 230ksf B-1-10 30 feet

SHEAR MODULUS REDUCTON CURVES
FOR LOESS

FIGURE 2.5-87
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