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TR 3.8 ELECTRICAL POWER SYSTEMS

TR 3.8.3 AC Sources

TRLCO 3.8.3

AC Sources
TR 3.8.3

Emergency Diesel Generator (EDG) surveillance requirements
TRSR 3.8.3.1, 3.8.3.2, 3.8.3.3, and 3.8.3.4 shall be met.

APPLICABILITY: MODES 1, 2, 3,.4, and 5,
During movement of recently irradiated fuel assemblies in
the secondary containment.
ACTIONS
CONDITION REQUIRED ACTION COMPLETION TIME

Perform OPERABILITY

A. TRSR 3.8.3.1 not met. A.l Immediately
‘ : T assessment on the
OR affected EDG(s).
TRSR 3.8.3.2 not met.
OR
TRSR 3.8.3.3 not met.
ox .
TRSR 3.8.3.4 not met.
TRM Vol. I TRM 3.8-3 REV 73 01/05
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