
March 14, 2005

Ms. Mary G. Korsnick
Vice President R.E. Ginna Nuclear Power Plant
R.E. Ginna Nuclear Power Plant, LLC
1503 Lake Road
Ontario, NY 14519

SUBJECT: R. E. GINNA NUCLEAR POWER PLANT - RESPONSE TO GENERIC LETTER
2004-01, “REQUIREMENTS FOR STEAM GENERATOR TUBE INSPECTIONS”
(TAC NO. MC4822)

Dear Ms. Korsnick:

On August 30, 2004, the Nuclear Regulatory Commission (NRC) issued Generic Letter (GL)
2004-01, “Requirements For Steam Generator Tube Inspections.”  The purpose of GL 2004-01
was to obtain information that would enable the NRC staff to determine whether licensees’
steam generator (SG) tube inspection programs comply with the existing tube inspection
requirements (the plant technical specifications in conjunction with Appendix B to Title 10 of the
Code of Federal Regulations, Part 50 (10 CFR Part 50, Appendix B)).  

By letter dated October 27, 2004, you responded to GL 2004-01 for Ginna.  The NRC staff’s
review of your response to the GL did not identify any concerns with the inspection practices
employed at Ginna.  The staff, therefore, concludes that your SG tube inspection practices are
in compliance with the existing tube inspection requirements.

If you have any questions regarding this matter, please contact me at 301-415-1322.

Sincerely,

/RA/

Donna Skay, Senior Project Manager, Section 1
Project Directorate I
Division of Licensing Project Management
Office of Nuclear Reactor Regulation
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R.E. Ginna Nuclear Power Plant

cc:

Mr. Michael J. Wallace
President
R.E. Ginna Nuclear Power Plant, LLC
c/o Constellation Energy
750 East Pratt Street
Baltimore, MD 21202

Mr. John M. Heffley
Senior Vice President and
 Chief Nuclear Officer
Constellation Generation Group
1997 Annapolis Exchange Parkway
Suite 500
Annapolis, MD 21401

R.E. Ginna Senior Resident Inspector
U.S. Nuclear Regulatory Commission
1503 Lake Road
Ontario, NY  14519

Regional Administrator, Region I
U.S. Nuclear Regulatory Commission
475 Allendale Road
King of Prussia, PA  19406

Peter R. Smith, President
New York State Energy, Research,
  and Development Authority
17 Columbia Circle
Albany, NY  12203-6399

James M. Petro, Jr., Esquire
Counsel
Constellation Energy
750 East Pratt Street, 5th Floor
Baltimore, MD 21202

Charles Donaldson, Esquire
Assistant Attorney General
New York Department of Law
120 Broadway
New York, NY  10271

Daniel F. Stenger
Ballard Spahr Andrews & Ingersoll, LLP
601 13th Street, N.W., Suite 1000 South
Washington, DC 20005

Ms. Thelma Wideman, Director
Wayne County Emergency Management
  Office
Wayne County Emergency Operations
Center
7336 Route 31
Lyons, NY  14489

Ms. Mary Louise Meisenzahl
Administrator, Monroe County
Office of Emergency Preparedness
1190 Scottsville Road, Suite 200
Rochester, NY  14624

Mr. Paul Eddy
New York State Department of
  Public Service
3 Empire State Plaza, 10th Floor
Albany, NY  12223


