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ABSTRACT (Limit to 1400 spaces, 1.e., approximately 15 single-spaced typewritten lines)

On January 26, 2005, the preliminary results of an engineering assessment identified that in the event of a carbon
dioxide (CO2) system actuation, areas requiring operator access may be inaccessible. In the event of a CO2 system
actuation due to a fire in the 4160 volt or 460 volt Switchgear Rooms, or Lower Electrical Penetration Areas, CO2
migration would result in some of the adjacent areas having concentration levels that would require the use of self-
contained breathing apparatus (SCBAs) for entry or would be restricted to transit activities only. Some of these
adjacent areas are required to be accessible by operators to perform actions in the field to achieve and maintain safe
shutdown in the event of a fire in the Switchgear Rooms. Based on the timelines established in Salem’s Manual Action
Feasibility Study, the ability to safely shutdown in the event of a fire in the 4160 volt and 460 volt Switchgear Rooms
could be impacted.

The cause of the carbon dioxide system migration from the Switchgear Rooms is under investigation. The results of
this investigation will be reported in a supplement to this report by April 29, 2005. Immediate corrective actions
consisted of the isolation of the carbon dioxide system and the establishment of compensatory measures in
accordance with the Salem Fire Protection Program. Additional corrective actions will be determined upon
completion of the event investigation.

The above event is being reported in accordance with 10CFR50.73(a){2)(v)(A) and Salem Unit 2 License Condition
2.1 which requires a 14-day special report to be submitted for violations of Licensing Condition 2.C.10.
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PLANT AND SYSTEM IDENTIFICATION

Westinghouse — Pressurized Water Reactor (PWR/4)
Carbon Dioxide System {LW/-}*
*Energy Industry Identification System {EIIS} codes and component function identifier codes appear as {SS/CCC}

IDENTIFICATION OF OCCURRENCE

Event Date: January 26, 2005
Discovery Date: January 26, 2005

CONDITIONS PRIOR TO OCCURRENCE

Salem Units 1 and 2 were in Mode 1 (POWER OPERATION) at 100% reactor power. There was no equipment out of
service that impacted this event.

DESCRIPTION OF OCCURRENCE

On January 26, 2005, the preliminary results of an engineering assessment identified that in the event of a carbon dioxide
(CO2) system actuation, areas requiring operator access may be inaccessible. In the event of a CO2 system actuation
due to a fire in the 4160 volt or 460 volt Switchgear Rooms, or Lower Electrical Penetration Areas, CO2 migration would
result in some of the adjacent areas having concentration levels that would require the use of self-contained breathing
apparatus (SCBAs) for entry or would be restricted to transit activities only. Some of these adjacent areas are required to
be accessible by operators to perform actions in the field to achieve and maintain safe shutdown in the event of a fire in
the Switchgear Rooms. Based on the timelines established in Salem’s Manual Action Feasibility Study, the ability to safely
shutdown in the event of a fire in the 4160 volt and 460 volt Switchgear Rooms could be impacted.

The carbon dioxide suppression systems for Salem Unit 1 and 2 were isolated (impaired) and compensatory measures
were established in accordance with the Fire Protection Program. Isolating the carbon dioxide systems to the 4160 volt
and 460 volt Switchgear Rooms allows for safe shutdown to be performed in accordance with the current operating -
procedures.

This event is being reported in accordance with 10CFR50.73(a)(2)(v)(A) and Salem Unit 2 License Condition 2.1 which
requires a 14-day special report to be submitted for violations of Licensing Condition 2.C.10 (Fire Protection).

CAUSE OF OCCURRENCE

The cause of the carbon dioxide system migration is currently under investigation. The results of this investigation will
be reported in a supplement to this report by April 29, 2005.

PREVIOUS OCCURRENCES

A review for prior similar occurrences will be performed upon completion of the cause investigation.
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SAFETY CONSEQUENCES AND IMPLICATIONS

The Salem Fire Protection Program implements the philosophy of defense-in-depth protection against the hazards of fire
and its associated affects on equipment important to safety by: 1) preventing fires from starting, 2) rapidly detecting,
controlling, and promptly extinguishing those fires that do occur, and 3) providing protection for structures, systems, and
components important to safety so that a fire that is not promptly extinguished by the fire suppression activities will not
prevent the safe shutdown of the plant. Although this report documents the potential to impact the ability to safely
shutdown Salem Units 1 and 2 in the event of fire in the 4160 Volt and 460 Volt Switchgear Rooms, no fire has occurred in
these areas that has required the initiation of safe shutdown. Controls are in place to prevent fires from starting in these
areas (i.e., combustible material control, hot work) and fire detection systems are present in these areas to alert the Control
Room Operators and allow the onsite Fire Department to respond and take actions to suppress a fire in these areas.

A review of this event determined that a Safety System Functional Failure (SSFF) has occurred as defined in Nuclear
Energy Institute (NEI) 99-02. This event is considered an NEI 99-02 SSFF since the ability to shutdown the reactor and
maintain the reactor in a safe shutdown condition could have been impacted in the event of a fire in the 4160 and 460
volt Switchgear Rooms.

CORRECTIVE ACTION

1. The carbon dioxide systems to the 4160V Switchgear room, 460V Switchgear Room and the Lower Penetration
Areas were isolated on January 26, 2005. Appropriate compensatory measures were established in accordance
with the Salem Fire Protection Program.

Additional corrective actions will be determined upon completion of the event investigation. This report will be
supplemented by April 29, 2005.

COMMITMENTS

This report will be supplemented by April 29, 2005.




