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NOTES:
S ¥ 1. ALL VALVES ON THIS SHEET ARE PREFIXED BY V—56 UNLESS OTHERWISE NOTED.
2. THIS DRAWING IS BASED ON BR—2010 SHEET 5 REVISION 23.
3. THIS DRAWING INCLUDES THE FOLLOWING LICENSE RENEWAL SYSTEMS:
BMGV— BATTERY & MG SET ROOM VENTILATION SYSTEM
TR Y—56—040 4. FILTER ELEMENT IS PERIODICALLY REPLACED AND IS THEREFORE SHORT-LIVED
EXHAUST = 2V AND NOT SUBJECT TO AGING MANAGEMENT REVIEW.
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