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NOTES:

1. ALL VALVES ARE PREFIXED BY V—9 UNLESS OTHERWISE NOTED.
2. THIS DRAWING IS BASED ON JC 19629 SHEET 2 REVISION 8.
3. THIS DRAWING INCLUDES THE FOLLOWING LICENSE RENEWAL SYSTEM:
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