
November 23, 2005

Mr. Mark B. Bezilla
Chief Operating Officer
FirstEnergy Nuclear Operating Company
Davis-Besse Nuclear Power Station
5501 North State Route 2
Oak Harbor, OH  43449-9760

SUBJECT: DAVIS-BESSE NUCLEAR POWER STATION, UNIT 1 - REQUEST FOR
ADDITIONAL INFORMATION RELATED TO LICENSE AMENDMENT
REQUEST (TAC NO. MC5547)

Dear Mr. Bezilla:

By letter to the Nuclear Regulatory Commission (NRC) dated January 5, 2005, FirstEnergy
Nuclear Operating Company submitted a request for a license amendment to revise Action 10
of Technical Specification Table 3.3-3 to change the required actions when one or two safety
features actuation system instrument string functional units are inoperable.  

The NRC staff is reviewing your submittal and has determined that additional information is
required to complete the review.  The specific information requested is addressed in the
enclosure to this letter, and was forwarded to your staff on October 14, 2005.  During a
discussion with your staff, it was agreed that you would provide a response 120 days from the
date of this letter. 

The NRC staff considers that timely responses to requests for additional information help
ensure sufficient time is available for staff review and contribute toward the NRC’s goal of
efficient and effective use of staff resources.  If circumstances result in the need to revise the
requested response date, please contact me at (301) 415-3154.

Sincerely,

/RA by S.Campbell for/

Stephen P. Sands, Project Manager 
Plant Licensing Branch III-2
Division of Operating Reactor Licensing
Office of Nuclear Reactor Regulation

Docket No. 50-346

Enclosure:  As stated

cc w/encl:  See next page
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Enclosure

REQUEST FOR ADDITIONAL INFORMATION

DAVIS-BESSE NUCLEAR POWER STATION, UNIT 1

DOCKET NO. 50-346

In reviewing the licensee’s January 5, 2005, request to revise Action 10 of Table 3.3-3, the NRC
staff has determined that the following information is needed in order to complete its review:

1. Please note that the NRC staff approval of an indefinite bypass of an inoperable
Babcock & Wilcox (B&W) reactor trip system (RTS) instrument string is based on both
deterministic and risk information.  This information is provided in the B&W owner’s
group response to various NRC staff concerns and core melt risk contributions for both
2-out-of-3 (the proposed configuration) and 2-out-of-4 (the license configuration), in
B&WOG Topical Report BAW-10167A, Supplement No. 2, dated August 1992.  Please
provide the appropriate risk information needed to justify the licensee’s request for
approval of indefinite bypass of one instrument string of SFAS.

2. Attachment 1 of FirstEnergy Nuclear Operating Company’s (FENOC’s) submittal
provides qualitative statements regarding compliance to the listed licensing
requirements to justify indefinite bypass of an inoperable safety features actuation
system instrument string.  Quantitative statements are only provided for the Institute of
Electrical and Electronics Engineers (IEEE) 308-1971 requirement.  As such, FENOC’s
submittal addressed only one of the three NRC staff concerns identified in
BAW-10167A, Supplement 2 (e.g., independence of power supplies).  Information on
independence of penetration and sensing lines is not addressed.  No quantitative risk
information is included in the submittal.  Please provide the quantitative information
regarding the two concerns related to IEEE 308-1971.   Also provide the quantitative
justification for the remaining items in Attachment 1 of the licensee’s submittal.



Davis-Besse Nuclear Power Station, Unit 1      

cc:

Mary E. O'Reilly
FirstEnergy Corporation
76 South Main St.
Akron, OH  44308

Manager - Regulatory Affairs
FirstEnergy Nuclear Operating Company
Davis-Besse Nuclear Power Station
5501 North State - Route 2
Oak Harbor, OH  43449-9760

Director, Ohio Department of Commerce
Division of Industrial Compliance
Bureau of Operations & Maintenance
6606 Tussing Road
P.O. Box 4009
Reynoldsburg, OH  43068-9009

Regional Administrator
U.S. Nuclear Regulatory Commission
801 Warrenville Road
Lisle, IL  60523-4351

Resident Inspector
U.S. Nuclear Regulatory Commission
5503 North State Route 2
Oak Harbor, OH  43449-9760

Barry Allen, Plant Manager
FirstEnergy Nuclear Operating Company
Davis-Besse Nuclear Power Station
5501 North State - Route 2
Oak Harbor, OH  43449-9760

Dennis Clum
Radiological Assistance Section Supervisor
Bureau of Radiation Protection
Ohio Department of Health
P.O. Box 118
Columbus, OH  43266-0118

Carol O’Claire, Chief, Radiological Branch
Ohio Emergency Management Agency
2855 West Dublin Granville Road
Columbus, OH  43235-2206

Zack A. Clayton
DERR
Ohio Environmental Protection Agency
P.O. Box 1049
Columbus, OH  43266-0149

State of Ohio
Public Utilities Commission
180 East Broad Street
Columbus, OH  43266-0573

Attorney General 
Office of Attorney General
30 East Broad Street
Columbus, OH  43216

President, Board of County
Commissioners of Ottawa County
Port Clinton, OH   43252 

President, Board of County
Commissioners of Lucas County
One Government Center, Suite 800
Toledo, OH  43604-6506

The Honorable Dennis J. Kucinich
United States House of Representatives
Washington, D.C.  20515

The Honorable Dennis J. Kucinich 
United States House of Representatives
14400 Detroit Avenue
Lakewood, OH 44107     

Gary R. Leidich
President and Chief Nuclear Officer
FirstEnergy Nuclear Operating Company
Mail Stop A-GO-19
76 South Main Street
Akron, OH  44308

Joseph J. Hagan
Senior Vice President of Operations and     
Chief Operating Officer
FirstEnergy Nuclear Operating Company
Mail Stop A-GO-14
76 South Main Street
Akron, OH  44308



Davis-Besse Nuclear Power Station, Unit 1   
  

cc:

Danny L. Pace
Senior Vice President, Fleet Engineering
FirstEnergy Nuclear Operating Company
Mail Stop A-GO-14
76 South Main Street
Akron, OH  44308

David W. Jenkins, Attorney
FirstEnergy Corporation
Mail Stop A-GO-18
76 South Main Street
Akron, OH  44308

Manager, Fleet Licensing
FirstEnergy Nuclear Operating Company
Mail Stop A-GHE-107
395 Ghent Road
Akron, OH  44333

Manager, Site Regulatory Compliance
FirstEnergy Nuclear Operating Company
Davis-Besse Nuclear Power Station
Mail Stop A-DB-3065
5501 North State Route 2
Oak Harbor, OH  43449-9760


