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U.S. NUCLEAR REGULATORY COMMISSION

DOCKET NO. 50-271

LICENSE NO. DPR-28

ENTERGY NUCLEAR VERMONT YANKEE, LLC

AND ENTERGY NUCLEAR OPERATIONS, INC.

NOTICE OF ISSUANCE OF DIRECTOR’S DECISION UNDER 10 CFR 2.206

Notice is hereby given that the Director, Office of Nuclear Reactor Regulation, has
issued a Director’s Decision with regard to a petition dated May 3, 2005, filed pursuant to
Title 10 of the Code of Federal Regulations (CFR), Section 2.206, by Mr. Raymond Shadis on
behalf of the New England Coalition (NEC), hereinafter referred to as the “Petitioner.” The
petition was supplemented on May 17, 2005. The petition concerns the use of the Hemyc
electric raceway fire barrier system (EFRBS) at Vermont Yankee Nuclear Generating Station
(Vermont Yankee).

NRC Information Notice 2005-07, “Results of Hemyc Electrical Raceway Fire Barrier
System [ERFBS] Full Scale Fire Testing,” dated April 1, 2005, informed the operators of nuclear
power plants that the Hemyc ERFBS did not perform for one hour as designed. The NRC listed
Vermont Yankee Nuclear Power Station (Vermont Yankee) among the sites that had installed
Hemyc ERFBS. The NEC petition requested that the NRC promptly restore reasonable
assurance of adequate protection of public health and safety with regard to the fire barriers in
electrical cable protection systems at Vermont Yankee, or otherwise to order a derate of
Vermont Yankee until such time as the operability of the fire barriers can be assured.
Specifically, the petition requested that the Commission take the following actions: (1) require
Entergy Nuclear Vermont Yankee (ENVY) to promptly conduct a review at Vermont Yankee to

determine the extent of condition, including a full inventory of the type, amount, application, and
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placement of Hemyc, and an assessment of the safety significance of each application;

(2) require ENVY to promptly provide justification for operation in nonconformance with

10 CFR Part 50, Appendix R; and (3) upon finding that Vermont Yankee is operating in an
unanalyzed condition and/or that assurance of public health and safety is degraded, promptly
order a power reduction (derate) of Vermont Yankee until such time as it can be demonstrated
that ENVY is operating in conformance with 10 CFR Part 50, Appendix R, and all other
applicable regulations.

Mr. Raymond Shadis, in his capacity as the petitioner’s Staff Technical Advisor,
participated in a telephone conference call with the NRC’s Petition Review Board (PRB) on
May 17, 2005, to discuss the petition. The results of that discussion were considered in the
PRB’s determination regarding the Petitioner’s request for action and in establishing the
schedule for the review of the petition. During the May 17, 2005, PRB conference call, the
Petitioner requested that the licensee review fire barriers beyond the Hemyc electric raceway
fire barrier system. This request was not accepted under the 2.206 process because the
petitioner did not provide adequate information to justify expanding the scope of the review.

In an acknowledgment letter dated June 15, 2005, the NRC informed the Petitioner that
the petition was accepted, in part, for review under 10 CFR 2.206 and had been referred to the
Office of Nuclear Reactor Regulation for appropriate action.

The NRC staff sent a copy of the proposed Director’s Decision to the Petitioner for
comment on October 11, 2005. The NRC staff did not receive any comments.

The Director of the Office of Nuclear Reactor Regulation has determined that the NRC
has in effect granted the Petitioner’s request. The reasons for this decision are explained in the
Director’s Decision pursuant to 10 CFR 2.206 (DD-05-07). The Petitioner’s concerns regarding

the use of Hemyc at Vermont Yankee have been adequately resolved such that no further
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action is needed. The licensee has replaced the Hemyc on all equipment that is relied upon for
compliance with 10 CFR Part 50, Appendix R.

The documents cited in this Director’s Decision are available for inspection at the
Commission’s Public Document Room (PDR) at One White Flint North, Public File Area
01 F21, 11555 Rockville Pike (first floor), Rockville, Maryland and from the NRC’s Agencywide
Documents Access and Management System (ADAMS) Public Electronic Reading Room on the

NRC Web site at http://www.nrc.gov/reading-rm/adams.html. Persons who do not have access

to ADAMS or who encounter problems in accessing the documents located in ADAMS should
contact the NRC PDR reference staff at 1-800-397-4209 or 301-415-4737, or by e-mail to
pdr@nrc.gov.

A copy of the Director’s Decision will be filed with the Secretary of the Commission for
the Commission’s review in accordance with 10 CFR 2.206 of the Commission’s regulations.
As provided for by this regulation, the Director’s Decision will constitute the final action of the
Commission 25 days after the date of the decision, unless the Commission, on its own motion,
institutes a review of the Director’s Decision in that time.

Dated at Rockville, Maryland, this 23rd day of December 2005.

FOR THE NUCLEAR REGULATORY COMMISSION

/RA/

R. W. Borchardt, Acting Director
Office of Nuclear Reactor Regulation




<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /PageByPage
  /Binding /Left
  /CalGrayProfile (None)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Warning
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJDFFile false
  /CreateJobTicket true
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.1000
  /ColorConversionStrategy /UseDeviceIndependentColor
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Preserve
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 150
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages false
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 150
  /ColorImageDepth 8
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /FlateEncode
  /AutoFilterColorImages false
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /ColorImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 150
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages false
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 150
  /GrayImageDepth 8
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /FlateEncode
  /AutoFilterGrayImages false
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /GrayImageDict <<
    /QFactor 0.76
    /HSamples [2 1 1 2] /VSamples [2 1 1 2]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 15
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages false
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages false
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile (None)
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /Description <<
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e55464e1a65876863768467e5770b548c62535370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc666e901a554652d965874ef6768467e5770b548c52175370300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /DAN <>
    /DEU <>
    /ESP <>
    /FRA <>
    /ITA (Utilizzare queste impostazioni per creare documenti Adobe PDF adatti per visualizzare e stampare documenti aziendali in modo affidabile. I documenti PDF creati possono essere aperti con Acrobat e Adobe Reader 5.0 e versioni successive.)
    /JPN <>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020be44c988b2c8c2a40020bb38c11cb97c0020c548c815c801c73cb85c0020bcf4ace00020c778c1c4d558b2940020b3700020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken waarmee zakelijke documenten betrouwbaar kunnen worden weergegeven en afgedrukt. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /PTB <>
    /SUO <>
    /SVE <>
    /ENU (Use these settings to create Adobe PDF documents suitable for reliable viewing and printing of business documents.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
>> setdistillerparams
<<
  /HWResolution [300 300]
  /PageSize [612.000 792.000]
>> setpagedevice


