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1. PURPOSEIOBJECTIVE

. The objective of this calculation is to determine the radlologlcal consequences of a Fuel Handling -
Accident (FHA) at the Byron and Braidwood-Generating Stations, based on the use of Atternat:ve

s Source Terms (AST) as defined in RegulatoryGunde (RG) 1.183 (Ref. 1).

As per B/B- UFSAR Sectoon 15 7. 4 on Fuel Handhng Aocudents the accident is defined as a spent

-fuel assembly (SFA) drop onto the spent fuel pool floor or the core, tesulting in the postulated -
rupture of the cladding of all the fuel rods in the dropped assembly. Also as per the UFSAR, the
dropped fuel assembly is assumed to be a discharged assembly from the reactor operating at
102% of licensed core power up to the end of its refueling cycle with 1.7 times the average
assembly power (peaking factor). It is also assumed as per UFSAR ‘Section 15.7.4.2 that 48 hours
has passed from shutdown to the begmnmg of fuel handhng operatrons for this assembly.

This re-analysis of the design bas:s fuel handling accident, using the RG 1.183 methodology,

- seeks to achieve an increase in existing operating margin that can be distributed 4o various-plant

systems. Specific design basis changes that are being sought include:

e An mcreased allowance in the amount of time required for
the Control Room (CR) to be 1solated (| €., Mode 2), to 30
minutes,

e  Control Room Intake charcoal adsorber ﬁlter credit
reduction from 99% to 95%, and

e Anincrease in the maximum allowable unfi lteted inleakage
into the Control Room, from 100 <fm to 1000 cfm.

: Each of these new design basns assumptlons will have the benef t of allowing for relaxation in ~the
current plants hcensung bas:s m terms of testing, survelllance and other fequwements ‘

o For the design basis case, no ﬁltratlon of the radioactive gas reteased from the pool or automatrc

- _isolation of the accident location is assumed. Therefore, the results can be used to justify a future

~ design change to allow for the Fuel Handling Building or Containment not being isolated with a
hatch left open during core alterations or movement-of the appropriate fuel, provided that the:
capability for closure is mamtamed _The results also allow for addition to the Technical ‘
Specifications (TS) a new definition-of the term “recently irradiated fuel” as fuel that has occupied

- part of the critical reactor core within the previous 48 hours, with associated related relaxations in
system requirements in accordance with the Technical Specification Task Force {TSTF) 51

~ provisions for all resutting. fuel movements and core atte:atlons that would involve fuel not recently

' lrradlated

A Ilmmng case is also evaluated that assumes that the Fuel Handhng Bunldmg/Contamment post-
~ accident filtration of releases as well as the Control Room filtration system are available 40 show
“that under this condition a six (6) hour decayperiod from shutdown to the beginning-of fuel handling
~ operations is sufficient to prevent post-acc:dent doses from exceeding the acceptance criteria.
. Additionally, sensitivity analyses were performed to determine the limiting decay time necessary4o

" -enable movement of irradiated fuel without requiring any isolation of the-accident Jocation or Control

‘ Room filtration systems. The ﬁna! outputs for these two: Inmltmg <ases are shown in AttachmentB

Thls analys:s is performed usmg the most conservative values for assumptions and lnputs |
applicable to either of the units for-both the Byron and Braidwood ‘Stations, and therefore the

- results are conservative for all four units.
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As noted above, RG 1.183 (Ref. 1) is the basis for this evaluation. Concerning the FHA, this new
- guidance has the advantage of smaller gap fractions, a larger pool decontamination factor {DF],

" and dose criteria that replace both the whole body and thyrond dose limits with a fimit on Total
Effectlve Dose Equwalent [TEDE). ,

- The other changes from the current UFSAR calculation are listed below.

¢ An offsite dose limit of 6.3 rem TEDE (Reg. Guide 1.183 & 10 CFR 50.67(b)2)(iii)) is
applied instead of the Standard Review Plan (SRP) 15.7.4 values of 25% of the 1OCFR100

-~ limits).

« A control room dose limit of 5-rem TEDE (10 CFR 50 Appendix B {ll) GDC 19) is apphed
instead of the SRP 15.7.4 values of 5 rem whole body, or its equivalent. ‘

¢ Design Basis analysns is based on NRC Regulatory Guide 1.183.

¢ The Control Room and offsite */q's were recalculated for the worst case release locations
and the new limiting */o’s were applied to this analysis.

¢ Dose Conversion Factors (DCFs) for Immersion and Inhalation are taken from Federal
Guidance Reports (FGRs) 12 (Ref.14) and 11 (Ref. 13), respectively. RegulatoryGuide
1.183 cites these DCFs as acceptable current estimates for evaluating the radtologlcal
impact of nuclear plant accidents.
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. 2. METHODOLOGY AND ACCEPTANCE CRITERIA

2.1. General Descrlpt:on

As per B/B-UFSAR Section 15.7:4 on Fuel Handlmg Accudents the accident is def ned as a spent
fuel assembly (SFA) drop onto the spent fuel pool floor or the Core, resulting in the postulated
rupture of the cladding of all the fuel rods in the dropped assembly. -Consistent with this UFSAR
Section and RG 1.183 (Ref. 1), two potential accident locations were considered,; i.e., the Fuel
Handling Building (FHB) and the Containment Building (CB). Release modeling uses the
RADTRAD computer program (Reference 12).

The doses from enther accident location should not exceed the aocep.ance cmena shown in
Section 2.7. :

2.2, FueI Damage and Core Source Term

The fuel source term is based on the reactor core source terms described in Anachment A. The
fraction of the core fuel damaged is based on the current UFSAR design' basis of a postulated
- rupture of the cladding of all the fuel rods in the dropped assembly. With 193 fuel assemblies in a
core at full power of 3658.3 MWth (102% of the rated thermal power of 3586.6 MW) and the fuel
assumed to have been operating with a 1.7 radial peaking factor, the associated dropped
assembly power = 3658.3 MWth * 1.7/193 = 32.22 MWth. '

‘Based on References 4 and 7, movement of irradiated fuel will not occur less than 48 hours after
the associated reactor shutdown, and therefore, a 48 hour delay period is used. However, for the
case that credits both Fuel Handling Building/Containment and Control Room filtration, this -
analysis calculates doses assuming six (6) hour decay of the dropped irradiated fuel assembly.
Additionally, for the case that assumes no filtration, sensitivity has determined a decay time of 15
days as necessary before an FHA in the worst-case Iocatlon could be adequaie!y mitigated.

2.3. Pool Decontammat:on Factor and Fuel Fission Product Gap lnvenfory

The analyzed water depth above damaged fuel is 23 feet. This value corresponds {0 the minimum |
depth of water coverage over the top of irradiated fuel assemblies seated in the spent fuel pool

racks within the spent fuel pool, as per TS 3.7.14. This depth is more limiting in-comparison to the
actual water depth over the top of irradiated fuel assemblies seated in the core, as TS 3.9.7

requires maintaining at least 23 feet of water above the top of the reactor vessel flange during
movement of irradiated fuel assemblies within containment. No further credit is 4aken for additional

- water depth in order to maintain conservatism and consistency with regulatory guidance. As
prescribed in RG 1.183, Appendix C, an overall DF of 200 is used as the overall effective iodine
decontamination factor for iodine for this 23-foot water depth, witha decontamination factor of 1for
noble gases and partlculate radionuclides assumed to be retained in the pool water.

RG 1.183; Table 3 allows application of the followmg gap adlivity fractions for non-LOCAevents for
fuel whose burnup,and power limits are bounded by those specified inRG 1. 183, footnote 11:

-5% of the noble gases (excluding Kr-85)
10% of the Kr-85

5% of the iodine inventory (excludmg I-131)
8% of the I-131

12% of the Alkali metal inventory

[
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BIB may utilize some high burnup fuel assemblies driven to linear heat generation rates shghﬂy in

- excess footnote 11 limits. To account for such fuel conditions, a-conservative estimate ofgap

fractions double the values noted above is utilized, aspreviously justified and accepted by the

| - NRC for the Fort Calhoun Station AST analyses and chense Amendment Request of reference 6.

- Because RADTRAD does not allow for apphcauon of isotope specifi ic re!ease fractions, the . -

- bounding isotopic core inventory data from Table 2 of Attachment A is used to create the “B/B AST
* -~ Source Terms for FHA.nif” file 6f Attachment C, based -on the Curies per Megawatt thermal (for the -

3586.6 MW rated thermal power used for Attachment A) for each of the RADTRAD isotopes {or . ~
standard RADTRAD PWR library values for isotopes not included in Attachment A) exceptio -
multiply the Kr-85 and I-131 gap activity fractions by afactor of 2.0 and 1.6, fespectlvely, as
dlctated by the RG 1.183 fractions above. ’

. The factor of 2.0 applied to all ga’p actnvnty fractions is combined w«th the applicable
_ decontamination factors discussed above to provide a 0.1 release multiplier for noble gases (2 x-
- 0.05 x 1.0), a 0.0005 multlpher for iodine (2 x 0.05 / 200) and a 0 muitiplier for alkali metals
(particulates, retained in the pool water) in the B/B AST FHA tft file of Attachment D.

2.4. Release Model

Release modeling uses the Refuelnng Floor Air Space {in the Fuel Handling Bunldlng) with the
-initial air change rate based on the 525,460 cubic feet (86’ x 130’ x 47" high) volume “exposed to
~“the monitor” as developed for the post-accident radiation monitor response time calculation of
- reference 7, divided into the spent fuel storage pool total ventilation exhaust rate of 12, ;400 cfm as

-indicated in reference 11.. The initial air change rate is therefore 0.0236 per minute, assumed {o
last for the entire period untit initiation of Control Room Mode 2 operation. As per RG 1.183, the
_ release from the fuel building to the environment is assumed over a 2-hour time period. To assure
 this, the refueling floor exhaust rate is set artificially high at 5 times this value or 0.118 air changes
per minute during Control Room Mode 2 operation. The -postulated exhaustpomt is the Plant Vent,

‘with specific dispersion characteristics to the Control Room or offsite receiving locations which are

~defined by unique dispe'rSi'on factors, or ¥/o's, as discussed in section 4.1.

As shown in the sensitivity analyses in Reference 10, the al{ernatlve release point through a major
opening such as a Fuel Handling Building inner or outerrail-bay roll-up door would have lower */q’s
- and therefore lower calculated dose results. Accordingly, a future design change to allow-for the
~ Fuel Handling Building not being isolated with this hatch left open during core alterations or.
. 'movement of the approprlate fuel may be justified, provrded that the-ca-pablhty forclosure is

- maintained.

- For.»the potential accident Iocfation in the Containment BUildihg, thé corresponding aifchange rate
- based on a containment volume of 2,850,000 cubicfeet and-containment purge ventilation.exhaust
rate of 40,000 cfm is 0.0140 per minute, considerably fower than the Fuel Handling Building

~ -exhaust rates developed above. The purge exhaust point would again be the Plant Vent, with the

same */q's for the Control Room or offsite receiving tocations as for the potential accident location

~ in the Fue! Handling Building {the alternative of releases by diffusion through the-containment as a
-diffuse area source would have lower */g's for the Control Room, as indicated in reference 10, and

"-therefore lower Control Room dose consequences). The Fuel Handling Building potential accident

" location would therefore be controllmg For alternative selease point through the majoropenmg of

the personnel/equipment hatch from the Containment to the outside, the sensitivity- analyses in
- Reference 10 show that lower ¥o's would apply with lower-calculated dose esults. For an
“alternative release points through the major opening of the personnelfequipment hatch from the
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Containment to the Auxiliary Building, the release would be exhausted through the Auxiliary
Building HVAC System to the Plant Vent, with the same Control Room */g's as for the Fuel
Handling Building potential accident location which would again be controlling. Accordingly, a
future design change to allow for the Containment Building not being isolated with either of the
personnel/equipment hatch left open during core alterations or movement of the appropriate fuel
may be justified, provided that the capability for closure is maintained.

2.5. Dose Conversion Factors

The revised Dose Conversion Factors (DCFs) from the U.S. Federal Guidance Report 11 & 12
(Ref.13, 14) are used for this analysis. The RADTRAD code inputs these values directly from its
internal database, and if used in spreadsheet analyses they are input directly.

2.6. Control Room Dose Model

For this analysis, as performed using the RADTRAD code, the air volumes characterizing the
Control Rooms (CR) at the Byron and Braidwood plants are found to be 230,830 ft° and 232,872 4t
(Ref. 8), respectively. For conservatism and simplicity, these volumes are conservatively modeled
as one characteristic 200,000-ft* volume applied universally. Using this smaller value, associated
with the high flow rates discussed below, is conservative because it leads to the CR reaching its
maximum activity concentration faster than if the actual, substantially larger, volume were used.
This dose maximizing effect easily bounds the small minimizing effect that using a smaller volume
has on the shine dose contribution from the Control Room’s internal cloud, because CR inhalation
dose decisively controls total dose in this iodine-dominated accident analysis. As seen in
reference 4, Byron and Braidwood plants have a recirculation fiow of 43,500 <fm and make-up
airflow of 6000 cfm (+ 10%), totaling 49,500 cfm of total combined flow to the Control Room
volume. However, as per reference 5, there could be a failure scenario where open inlet and outlet
dampers on the unused CR make-up train result in an additional 1500 cfm of filtered intake into the
CR during Mode 2 operation. Therefore, for conservatism, as stated in reference 5, this 1500 cfm
was rounded up to 2000 cfm, and is added to the 49,500 cfm total combined flow during Mode 2.
Of this 51,500 cfm, a separate volume designated as the "upper cable spreading room", or upper
CSR, receives an un-recirculated intake flow of 1319 cfm at Byron, and 2430 cfm at Braidwood
(Ref. 9). Because they are un-recirculated, these flows are subtracted from the 51,500 c¢fm total
combined flow, making the Mode 2 adjusted combined flows to the Byron and Braidwood Contro!
Rooms 50,181 cfm and 49,070 cfm, respectively. To then calculate the Mode 2 adjusted make-up
flow to the CR volume, the ratios of these adjusted combined flows to the CR volume, over the
total combined flow, are multiplied by the 8000 cfm make-up flow. This respectively results in
Mode 2 make-up flows of 7795 cfm (£10%) and 7623 cfm (£10%) to the Byron and Braidwood
Control Rooms.

Following CR Mode 2 isolation, the credited CR filtration is 99% for the HEPA and 95% for the
charcoal filters, and the intake flow rate is 8575 cfm, which is the upper 10% bound of the Byron
7795 cfm make-up flow shown above. The charcoal filtration efficiency of 95% reflects a reduction
in the credit taken for filter maintenance requirements. This intake rate is used because, with the
specified intake, inleakage, and recirculation flow rates, filter efficiencies, and CR volume,
sensitivity analyses have shown for this analysis that it is conservative to maximize the airflow into
the Control Room.

The CR intake is assumed to be unfiltered for the Mode 1 first 30 minutes of the accident, to
simulate a newly analyzed allowance for manual CR Mode 2 isolation. During this 30-minute
period, it is conservative to assume that the possible 2000 cfm of filtered intake does not flow
through the Control Room. This is because this filtered flow would act to "clean"-the unfiltered air
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being brought in by the other unfi ltered ﬂows (i.e., normal intake and unflkeaed inleakage) dunng
these 30 minutes. Sensitivity analyses using RADTRAD confirmed that such additional filtered
intake during Mode 1 would lower the CR dose consequences. Therefore, before CR emergency
" Mode 2 isolation the adjusted combined flows to the Byron and Braidwood Control Rooms become
48,181 cfm and 47,070 cfm, respectively, and subsequently actual make-up flows become 5840
cfm (+10%) and 5705 cfm (+10%) to Byron and Braidwood, respectively. So, the unfiliered antake
flow rate into the CR during this initial 30-minute period is assumed to be 6424 cfm; the upper 10%
bound of the Byron 5840 cfm make-up ﬂow shown above

As the B/B Control Rooms are modeled a conservatlvely reduced recurculation train fiow rate of
39,150 cfm is used (Refs. 4,9). This recirculation train is filtered by an 80% aerosol particulate (pre-

filter) and 90% elemental and organic |od|ne {charcoal) filters. No reduction in the efficiency of
these filters was sought. : :

For additional conservatlsm and to allow for margin in future analyses, an unf ltered m!eakage Tate
allowance of 1000 cfm is modeled for the accndent duratuon

Any air that enters the CR ongmates from a source that is charactenzed by adispersion iaclor
~ calculated using ARCONOS, in reference.10. The total dose in the Control Room over the 720-hour

period is the result of the released activities that enter through the air intake, elther fikered or
unfiltered.

2.7. Dose Modeling

Dose models for both onsite and offsite are simplified and meet RG 1.183 'requiremer'rts Dose

conversion factors are based on Federal Guidance Reports 11 and 12 (Ref. 13, 14). RADTRAD J

uses the following formulations, mtegrated numerically over the accident duration:

. 2.7.1. EABandLPZ -
Doses at the EAB and LPZ for the FHA a‘i’e""base‘d on the following formulas:
Dose oz (rem) = Release (Curies) t-é— (sec/m®)* Breathing Rate (m*/sec) * Inhalation DCF (rem ¢, /Ci inhaled)
and
" Doseyp; (rem) = Release (Curie_s)*%_(séo_/m’)* Submersion DCF (rem p; -m*/ Ci -sec)
“and finally, - B

Dose,,,; (rem) = DoséCEDE (rem) + Doseg,(rem)

2 7.2. Control Room

The formulas used by RADTRAD by tlme mcrement are:

Dose ;p; (rem) = Time Dependent CR Air Concentrao_on (Ci/m*)* Time IncrementDuration (sec)*
Breathing Rate (m*/sec) * Inhalation DCF (rem cgp,; /Ci inhaled) * Occupancy Factor of 1
and
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Dose e (rem) T1me Dependent CR Air Concentran on (Cn/m ) * Time Increment Duration (sec) *
Submersion DCF (rem g, -m*/ Ci - sec) * OCcupancy Factor of 1* CR Geometry Factor

and finally,
Dose gp; (rem) Dose (rem) + Dosegy,; (rem)

The Tlme Dependent CR Air Concentratlon at equilibrium is the product of the release (Cifsec) and
the */g (sec/m®). RADTRAD accounts for non-equilibrium conditions as well.

2.8. Acceptance Criteria

Radidlogical doses resulting from a design basis FHA for a control room operator and a person
located at EAB or LPZ are to be less than the regulatory dose limits as given in Table 2.

Table 2 Regulatory Dose Limits

‘Dose Type: |~ Control Room (rem) | EAB and LPZ {(rem)
TEDE Dose - 5 - 6.3°
Notes:

€10 CFR 50 67 (Ref 3)
Regulatory Guide 1.183 {Ref. 1)
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I'

3.

ASSUMPTIONS

~ Assumptions and bounding analyzed conditions regardlng the fuel handling accident scenarios are
~ provided below.

1.

Core inventory was based on a DBA power level of 3658.3 MWth, whrch is 102% of
the Rated Thermal Power Level of 3586.6 MWth to account for measurement

uncertainty.

Spent fuel source terms are based on reactor core source terms as drscussed in
Attachment A, with a factor of 2.0 multiplier to account for fuel exceeding 54
GWD/MTU burnup with 2 maximum linear heat generation rate exceeding the 6.3
kWit peak rod average power limit of RG 1 183 footnote 11.

The damaged fuel is assumed to be the dropped assembly which had operated at a

" radial peaking factor of 1.7. The damage is assumed to be the rupture of the

cladding of all the fuel rods in the dropped assembly.

Movement of fuel will not occur less than 48 hours after the associated teactor
shutdown. This establishes a basis for a potential Technical Specrﬁcatlon definition

~ of “recently irradiated fuel”.

A water depth above the damaged fuel of 23 feet as the limiting case, correspondlng
to the minimum depth of water coverage over the top of iradiated fuel assemblies
seated in the spent fuel pool racks within the spent fuel pool

No fi itration of the radioactive gas released from the pool or automatic |solat|on of the
accident location, with essentially all of the activity reaching the refuelmg fioor
airspace exhausted within 2 hours after the accident.

Manual lso|at|on of the Control Room and initiation of its Mode 2 ﬁttered make-up
(with a charcoal filtration effrcuency of 95%) at 30 minutes afier the accident, with
maximum unfiltered make-up prior to 30 minutes at 6424 cfm, the upper 10% bound
of the highest station make-up flow. Mode 2 isolation, intake flow at 8575 cfm, the
upper 10% bound of the highest station make-up flow with a conservatively assumed
failure scenario of an open damper on the unused make-up train tesulting in an
addmonal 2000 c¢fm of flow.

An amount of unﬁltered mleakage into the Control Room of TOOchm added

} contmuously throughout the accrdent duratlon
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4, DESIGN INPUT -

4. 1 ’/Q Calculations (Meteorology)

The CR /g values input to RADTRAD were taken from the ARCON96 results of the B/B Design
Analyses BYR04-050 & BRW-04-0044-M, as performed by Washington Group International, |nc
(WGH) (Ref. 10).. The */g's used are, conservatively, the worst-case combination of values from
each Unit of each respectuve plant; whether it be Byron or Braidwood.

All releases are conservatlvely considered as from the Plant Vient to the Environment. For the
Control Room (CR), activity released during the initial 30 minutes of the accident goes to the
normal CR fresh air intake; after this period, when the CR is assumed to have been manually
isolated, the emergency air intake located in the Turbine Building is used.

The CR atmospheric relative concentrations used are as follows: .

| Xjq =2.22E-03 sec/m3 (0-0.5 hours) (2-hr limiting CR Fresh Air Intake 1}0)
Yo =2.46E-03 sec/m® (0.5-2 hours) (2-hr limiting CR Emergency Air intake Yq)
/o =0.00 sec/m® (2-720 hours) {termination of releases after 2 hours)

The EAB and LPZ PAVAN calculated ¥q values input to RADTRAD were also taken from
the results of the B/B Design Analyses BYR04-050 & BRW-04-0044-M, as performed by
WGII (Ref. 1 Q). ‘The EAB and LPZ */y’s used are as foliows:

EAB %l =5.36E-04 sec/m’ (0-2 hours) (e £AB )

LPZ o =4 50E-05 sec/m® (0-8 hours) {s-hr limiting LPZ %q)
Yo =3.12E-05 sec/ms"(8—24' hours) (16-hr limiting LPZ 4g)
- Xq =1.41E-05 sec/m® (24-96 hours) (72-hr limiting LPZ ¥)
. Yo =4.54E-06 sec/m® (96-720 hours) (624-hr limiting LPZ a).
(termnnanon of releases is at 2 hours)

4.2 Plant Data

o ,4DB‘A Ppwér Level (Ref.‘4_) . S :. _‘ : V36583MWth .
. ﬁefaeli_ng Floor Al Space Volume (éef.n-' o 7, _ 5254604&’
-’ ‘Spent Fuel Storage Pool Total Venitilation Eihaust Rate . | , 12_,400_cfm ,
. Contaihment\/olume (Ref. 4)} o N | .': 72,850;000&3
‘. Contalnment Purge Venmatlon Exhaust Rate (Ref. 4) : o 40,000 cfm

- Mlmmum Pool Water Depth Above Damaged Fuel Ref.2) =~ o . 23 {eet
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4.3. Control Room Data
. VbIQme of Control Room, ft3 (Ref. 8 4)
e - Control Room Nbfrria? Intake Flow, Mode 1 scfm (Ref. 4)
J Cbntrol Roorh'lntake Fiow, Mode 2, scfm (Ref.4) -
« Control Room Recirculation Fldw, scfm (Ref. 4)

o Assumed Unfiltered In-Iéakage', scfm (New DesignAplowahce)

6424
8575

39,150
1000
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6. - 'CALCULATIONS

6.1. Source Term Calculauon

~ For the RADTRAD calculatlon the Attachment A fist of 60 core 1sotop|c nuchdes and thelr actavmes
were input into the RADTRAD nif file for FHA (see Attachment C) with adjustments as shown for

. the isotopes Kr-85 and I-131. RADTRAD uses these full-core activities, in curies per megawatt,

times the nuclide release fractions rft file (see Attachment D) adjusted for the factor of 2.0 applied

to all gap activity fractions combined with the applicable decontamination factors, as per section

2.3, and the specified power of the dropped assembly (32.22 MWth, as per section 2.2) with a 1.7

radial peaking factor, to calculate the pool release source term used. ,

6.2. Dose Calculations
The RADTRAD v. 3.03. computer code is used to determine B/B Units 1.& 2 FHA accident doses at o
the three dose points cited in RG 1.183 {Ref. 1); the Exclusion Area Boundary (EAB), Low
Population Zone (LPZ), and Control Room. RADTRAD is a simplified model.of RADionuclide
Transport and Removal And Dose Estimation developed for, and endorsed by, the NRC as an
acceptable methodology for reanalysis of the radiological consequences of design basis accidents.

In th:s analysis RADTRAD is used to estimate the releases using the reference Akernatlve‘Sou«ce
- Term source terms and assumptions. The RADTRAD code uses a combination of tables andfor
numerical models of source term reduction phenomena to determine the time-dependent dose at
user-specified locations for a given accident scenario. The code system also provides the
inventory, decay chain, and dose conversion factor tables needed for the dose calculation. The
technlcal basns for the RADTRAD code is documented in NUREG/CR-BGM {Ref. 12).

See Sectlon 2 and subsequent sections for descnptlons of the-calcu{ailonal smu{ahons detaﬂed in .
the tables that follow. A

6.2.1. RADTRAD Run Compartment Information

Compartment 4 oy 3
' Number ‘ - -
Name Containment - Environment Control Room
‘Type Other Environment Control Room
Volume (ft’)| - = 1 .0 200,000
Source Term 1000 0000 0000
Fraction ~ o ~ .
Compartment | SR - | Recirculating Filters: -
Features | Used torepresent the Co IR R L
=" ventilated radionuclide | - : 39,150cfm Flow Rate
- I release regionabove | . . L .. o - 0-0.5 hrs - No Filtration
the spent fuel poolin- | . E," vu‘ronment " {{manual initiation time) .
the Fuel Handling . | - g | 05-720hrs-80% | -
Building v o ; - Aerosol, 90% -
: - _ | Elemental & Organic
- Comments jActual volume is , - Actual Control Room
- lirrelevant, as the ' S proper volume is
ventilated fractionis © |- . smaller, therefore this

used. : value is.conservative.’
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6.2.2

. RADTRAD Run Transfer Pathway information
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Mechanism
Det_ails

0.500hrs, 2.36E-02¢fm, equal
to air change rate for FHB
ventilated volume above
spent fuel pool; 0.500-2hrs,
0.118 cfm (5 times higher) to

0.5hrs, 6.424E+03cfm; 0.5-
720hrs, 8.575E+03cfm.

Filter Efficiency - Efficiency is
initially entered as 0% during

- entered as 0.0% for all

0.5hrs, 1.000E+03ctm; 0.5-
720hrs, 1.000E+03cfm.

Filter Efficiency -Efficiency is

_Pathway Number | 1 2 3 4
' ' Name C (Unfiltered Mode 1 and ' _
Containment to Filtered Mode 2 intake) (Uqﬁltered Inle%tage)l £ h(Control Ro?r;\
- Environment Environment to Control | ENVironment to Control Exhaust) Control Room
. A Room Room to Environment
“From - To . 1-2 2-3 2-3 3-2
Transfer | Vented at air change
" Mechanism | ™€ without credit for Filter Filter Filter
; filtration . i :
Transfer Filter. Pane! — Fiow rate - 0- Filter Panel ~ Flow rate - 0- . - |Filter Panel - Flow rate - 0- Filter Panel - Fiow rate - 0-

0.5hrs, 7.424E+03¢tm; 0.5-
720hrs, 9.575E+03cfm.

Fiiter Efficiency - Efficiency is

“tentered as 100.0% for all

assure essentially full release ; CR Mode 1 operation. chemical forms of iodine, for  |chemical forms of iodine, for
by 2 hours; 2hrs-720hrs, 0 Efficiency is then entered as - {the accident duration, all time periods. This isthe
cfm. 99% for aerosol activity and | because this is an unfiltered jexhaust from the control room
o ) ) ’ 95% for elementa! and |peth, to the environment; the
Fitter Efficiency - Efficiency is |organic forms of iodine, after filtration prevents a double
entered as 0.0% forall CR Mode 2 is manually - rcounting of the iodine release.
chemical forms of iodine, for  initiated in 30 min, and then - Although RADTRAD 3.03
the accident duration. for the duration of the documentation indicates that
accident. This corresponds {0 jthis effect has been
the presence of the HEPA eliminated, this was still done
filter, and relaxed charcoal - for completeness.
testing requirements analyzed
as acceptable by this
calculation, respectively.
Comments
6.2.3 RADTRAD Run Dose Location information

Dose Location 1 ' 5 3
Number : ' ( ;
Name | Exclusion (e;?g)Boundary Low Population Zone (LPZ) Controt-Room
In Compartment Environment (2) - Environment (2) Control' Room (3)
‘Breathing Rate | ~ - 0-8 hrs: 3.5E-04
(m3./sec) Worst 2-hour Period: 3.5E-04 | 8 - 24 hrs: 1.8E-04 | 0-720 hrs: 3.5E-04
e : . 24 - 720 hrs: 2.3E-04
Occupan et Do holr Perind- ' 0-24hrs: 1.0
 hranory 0oy o peried: 101 0. 720 hrs: 10| 24-96 hrs: 0%
' v e } ' 96 - 720 hrs: - 04
Dispersion |- - go0 section 4.1. - SeeSectiondd. - |  -SeeSectiond.1.
Factors S ' - '
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_Core Power

6.2.4. ,RA'DTRAD Run Source Term & D'oser_cbnversbn Factor Information h

3658.3- ' Mwith (from 193 assemblies; the
associated dropped assembly power = 3658.3
MWth * 1.7/183 = 32.22 MWth, where 1.7 is
the power peaking factor).

See Section 2.2.

.Nuclide Inventory |
’ "~ -1 B/B core inventory for 60 MACCS isotopes.
‘| Inventory, caiculated at DBA power shown

Attachment A ORIGEN calculated specific

above, and input into the FHA NIF file with
adjustments for Kr-85 and 1-131 {Attachment
C). :

See Attachments A and C.

Release Fractions
& Timing

- User defined Reiease Fractnons calculated

100% instantaneous, to ensure that release
timing is not delayed, consistent with RG
1.183 guidance. Fractions shown in RFT file
include factor of 2.0 applied to gap activity

' fractions combined with the applicable

decontamination factors.

‘See Section 2.3 and Attachment D.

Dose Conversion
Factors

RADTRAD Library of FGR 11 & 12 values for
60 MACCS isotopes.

References Error! Reference source not

Decay & No
Daughter
Products

Enabled - Therefore only Decay is

" considered. Consideration of daughter

products is not a recommended, or historical,
design basis for this accident.

found. and 14.

Jodine Chemical Aerosol: 0.0000 User defined iodine chemical fractions, .
“Fractions Elemental: 0.9700 consistent with RG 1.183 guidance, as
QOrganic: 0.0300 manipulated in-caiculation.

WGI has pre-quahﬁed RADTRAD for applucatlon to perform such calcuiailons as documented in
the Computer Disclosure Sheet of Attachment €. The new design basis RADTRAD simulations

utilized the desngn lnput parameters as provided in Section 4.

Additionally, the Attachment B analyses shows that for Fuel Handling Buﬁdmg post-accident
filtration as well as CR filtration being analyzed, six (6) hour decay from shutdown to the beginning
. of Fuel Handllng operations for the dropped fuel assembly is sufficient o prevent post-accident
- doses from exceeding the acceptance criteria, and that a 15-day decaypenod is sufficient such
that no Fuel Handling Building post-accident filtration or CR filtration is needed *to-preventpost
‘accident doses from exceeding the acceptance criteria. ,

Al
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A SUMMARYAND CONCLUSIONS

Table 7.1 provides the results from the desvgn basis case of the unf lered Fuel Handling Building .
Fuel Handling Accident simulation modeled using the RADTRAD 3.03 code and the AST
- assumptions and des:gn input parameters descnbed above.

Table 7.1. RADTRAD Analysis Results

Fuel Handling A’ccident in Fue] Handling Building -
' RADTRAD Dose Assessment Results

Control Room ~ EAB LPZ
(rem TEDE) 1= (rem TEDE) ~__{rem TEDE)
- 4.55 : 4.24 J 0356

Using the design’ basns assumpnons ‘described methodology, and credlted margln refaxation of this
analysis, the limiting CR dose is 4.55 rem TEDE. This limiting dose is below the acceptance
criteria, so it is verified that this design basis Fuel Handling Accident is sufficiently mitigated at both
" Byron and Braidwood Generating Stations. v

Additionally, the Attachment B analyses shows that for Fuel Handhng Building post-accident
filtration as well as CR filtration being analyzed, six {6) hour decay from shutdown to the beginning
of Fuel Handling operations for the dropped fuel assembly is required to prevent post-accident

- doses from exceeding the acceptance criteria, and that a 15-day decay period is sufficient such
that no Fuel Handling Building post-accident filtration or CR filtration is needed to prevent post-
accudent doses from exceeding the acceptance criteria. ,
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Source Terms

PURPOSE

. To calculate the bouriding isotopi‘c coi'eb inveﬁtofy to be used as inpui for Alternate Source Term
. (AST) dose calculations for the four (4) Byron/Braidwood units using the ORIGEN2.1 code

based on reactor operation at 3586.6 MW, and an equilibrium 542.9 Eﬁ"ecnve Full Power. Days
(EFPD) elghteen month cycle desxgn :

SUMMARY OF RESULTS

The. boundmg isotopic core inventory for a 542.9 EFPD eighteen month cycle design at

- Byron/Braidwood (applicable to all four units) is shown in terms of activity (Curies) and -

concentration (grams) in Tables 2 and 4, respectively. This bounding isotopic core inventory was .
determmed fora rated thermal power of 3586.6 MW, :

REFEREI\CES

v 3.] - 'RS]C Code Package CCC-371, “ORIGEN 2. 1, Isotope Generation and Depletion Code

Matrix Exponential Method ” May 1999

32 | Exelon Calc Package PNDCN-04 007, Rev. 0, “Byron and erdwood Alternate Source
- Term Design Inputs,” dated May 21, 2004.

33 Memo from R. Jaffa to R. Tropasso Re: “Installation Verification of ORIGEN2.1 on the

- IBM PC Platform,” dated July 7, 2000.
34  ORNL/TM-11018, “Standard- and Extended-Bumnup PWR and BWR Reactor Models for
the ORIGEN2 Computer Code,” S. Ludwig, J. Renier, December 1989.
ASSUMPTIONS
41 The ORIGEN2.1 code [Ref 3.1] was used to calculate isotopic activities based on the

. cycle design described in Reference 3.2. The ORIGEN2.1 code was run on an 4BM-PC
: and was confirmed to be controlled per Ref. 3.3.

4.2 Batch-average enrichments and exposures from Ref. 3.2 were used to develop input to

OR]GENZ 1. Thls is eqmvalent to performing 1nd1v1dua] calculanons for each sub-batch.

43 - ff,For fuel burned in more than one cycle, 0R]GEN2 1 runs }gnored refueling outages.

This has no impact on short-lived isotopes which reach- equilibrium concentrations
~ shortly after cycle startup and has a conservative, albeit minimal, impact on long-hved
-~ "isotopes which continually increase in concentration as a function of exposure; ignoring

" mtermedlate decay periods w1l] mcrease the final concentratlons

4.4 . ~For isotopic activities ca]culated at Begmnmg of Cycle (BOC), BOC isdefined as 100

days into the cycle to ensure that all short-lived Ismopes (half lives < 1 year) are at
: equlhbnum levels. ‘ : :

. BYR04-047 & BRW-04-0041-M; Rev. 1, Atiachment A, Page A-1 of A-12
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6.0

“Source Terms

DESIGN INPUT

52

53

54

Batch-average information for an equxhbnurh Byron/Braidwood eighteen month cycle

“was developed in Reference 3.2 specifically as input for determmmg the bounding
o 1sotop1c core inventory for these units. . N

The OR]GEN2 1 cross-section berary, PWRUE.LIB (Ref 3 A), is used in thls calculation
as this is most representative of current Byron/Braidwood eighteen month cycles. The
library is based on an “extended cycle” reactor model where fuel achieves 50 GWd/th

“burnup in three cycles.

Equilibrium cycle lengths are 542.9 EFPD.

The power level used for determmmg exposure data for the equilibrium two-year cycle is
3586.6 MWy, whlch is the boundmg rated thermal power for the four Byron /Braidwood
units. .

OVERALL APPROACH AND METHODOLOGY

The isotopic core inventory is a functlon of the reactor power level and the exposure of the fuel.

6.1

- The bounding Byron/Braldwood isotopic core inventory is calculated using the ORIGEN2. 1 code
' [Ref 3.1]. A 3586.6 MWy, 542.9 EFPD eighteen month equnhbnum cycle design {from Ref. 3.2]
is used as the basis for this calculation

Computer Code Infonnation

The batch file used to execute ORIGEN2.1 (DTSQA Product ID# EX0004724) for this
calculation provide the paths and filenames of the executable program and libraries that
were called. The batch file used is by-br_ast.bat.- ~The PC-based ORIGEN?2.1 codé used
in this calculation was verified to be controlled by comparing the time/date/size stamp of
the executable file to that documented in Ref. 3.3 (Note: times shown below are offset by
1 hour from Ref. 3.3 due to the way Windows handles daylight savings time). :

. Volume in drive C is WIN2K
Volume Serial Number is FO3D-6EF0
D1rectory of C: \D-Dnve\OngenZ] \CODE

0R]GEN2 EXE 1,267,348 06- 10-96 2:09p ORIGENZ EXE

The time/date/size stamps of the hbrary ﬁles used in thls calculation were venfled agamst
those documented in Ref. 3.3. - .

VolumemdnveC1sWIN2K o ce
Vohime Serial Number is FO3D-6EF0 - -
Dlrectory of C \D-Dnve\OngenZl\LIBS

PWRUE LIB o 173,676 08-01-91 3:10a

DECAY ‘LIB. - 278,636 - -08-01-91 3:10a
GXUO2BRM LIB 167,526 08-01-91 3:10a

BYRO04-047 & BRW-04-0041-M, Rev. 1, Attachment A, Page A-20f A-12



Source Terms:

70 CALCULATION

- Eq uiv'liblfium Eighteen Month Cy‘cfe Isotopic Core Inventory | ‘

An equilibrium eighteen month. cycle design for the four B}'rton/Braidwd_od units based on current designs »

~ and adjusted for bounding cycle lengths of 542.9 EFPD was developed in Reference 3.2 and is used as the
basis for the source term calculation. The resulting batch-average burnups for once-burned, twice-burned
_-and thrice-burned fuel batches are shown below.

Avg. Burnup

. Avg. Enr. per Cycle - Power Loading U235 wt. U238 wi. Oxygen wt.
Batch. #of FA | (w/ioU235) | (MWd/miU) (MW) (MTU) (gms) __(gms) [ems) :
1 20 - 4519 30823 475.1 8.369 378,195.11 7,990,804.89 1,125,201.50

- 21512 3316 |-
R 109.6
2 88 4867 30823 2090.7 36.824 ,1;792,224.08 35,031,775.92 4,950,940.38
i 21512 - 1459.1 A
3 . 85 4.794 30823 20194 35.569 J,705,]17.86 33,863,822.14 4,782,207.22.

- The equilibrium cycle isotopic core inventory is calculated using ORIGEN2.1 and the PWR extended
* burnup cross-section library PWRUE. The input deck is by-br_ast.inp and the batch file is
by-br_ast.bat. ' ' - o
' The specific power for a batch in a given cycle is deterrmned by multiplying the batch average bumup for
~ that cycle by the batch loadmg and then dividing by the number of EFPD in the cycle. For example, the
specific power for Batch 1 in its first cycle of operation is: 8

(30,823'5"’8,369) /542.9 = 475.1 MW.

- The grams of U235 and U238 for each batch were determmed by the followmg formulas
U235 (gms) = Batch loading * (Avg. Ear. [100) * 106 :

‘ U238 (_gmsv),=' Batch loading * (1 -'Avg. En:./;oo) *10°

o jThe correspondmg welght of oxygen in UO; pellets for eaeh batch is:

O (gms) = Total batch U welght {(gm U) /238 (gm U/gm atom U)*2 (gm atom O/gm atom U)
- "‘159994gm0/gmat0m0 : i

""" The ORIGEN2.1- mput deck is set up to deplete each fuel batchand write the 100 EFPD and End of Cycle

(EOC) results to temporary storage vectors. Once all batches have been depleted; the results from the
- temporary vectors are combined to give the results for the entire core. The ORIGEN2.1 core inventory

BYRO04-047 & BRW-04-0041-M, Rev. 1, Atlachment A, Page A-3 of A-12



" Source Terms

activity and composmon results for the equlhbnum elghteen month cycle at 100 EFPD (BOC) and EOC
‘are shown below in Tables 1 and 3, respectively. The maximum of the 100 EFPD and EOC values for
each 1sotope are selected to generate the bounding isotopic core mvemory acuvxty and composmon results

- as shown in Tables 2 and 4, respecnvcly

BYRO04-047 & BRW-04-0041-M, Rev. 1, Attachment A, Page A-4 of A-12
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; Table 1
: ORIGEN2 1 Isotopic Activity Results for
Byron / Braidwood

" 100 EFPD . Foc ] v ' T 100EFPD | €OC

Isotope - (Ci) (Ci). " _.-isotope {Ci): : {Ci) -
KR83M - |~ %.381E+07 1.196E+07 “XE131M - 1.024E+06 [~ +.075E+06

. BR84- 2.494E+07 2.076E+07. v - TE132 1.334E+08 | - 1.365E+08 -
BRS5 . 3.047E+07 2.500E+07 o 1132 1.349E+08 1.386E+08
KR85 - 6.051E+05 1.023E+06 S 1133 ¥ 1.984E+08 |  1.958E+08
KR 85M " 3.083E+07 2.533E+07 . |- xesss 1.936E+08 1.910E+08
RB86 - - | 9.511E+04 _ 2.325E405 . XE133M 6:023E+06 6.103E+06
KR 87 6.085E+07 "4.8T1E+07 : 1134 2.204E+08 -| 2.453E+08
KR 88. " B.5B3E+07 "6.850E407 . | CS134 . B.62BE+06 1.904E+07
RB88 = §  B8685E+07 | 6.961E+07 o 1135 . 1.851E+08 ' 1.833E+08 -

. SR8g 1.043E+08 . 9.414E+07 XE135 5.497E+07 4.540E+07

.~ SRRSO 4.716E+06 8.044E+06 _ XE135M .. 3.650E+07 3.821E+07

T Y80 4.864E+06 | ~ B.423E+06 : - CS136 | 2.383E+06 | 5.393E+06.
SROt - |- 1.410E+08 . 1.154E+08 - CS137 -+ 6.118E+06 1.104E+07
Y81 . J - 1.275E+08 “1.213E408 |- BA137M - | - 5.803E+06- 1.047E€407

- SR92 . 1.4B4E+08 1.249E+08 | XE138 1.723E+08 | 1.621E+08
Yoz 1.489E+08 1.255E+08 Cs138 - 1.885E+08 1.794E+08 -
Yes 1.659E+08 1.448E+08 - BA139 ' 1.826E+08 1.752E+08
2R95 ']  1.554E+08 1.636E+08 | BA140 1.766E+08 1700E+08 - | .
'NB95 - 1.405E+08 - "1.64BE+08 » LA140- 1.807E+08 1.781E+08 - |
ZrR97. 1 1.673E+08 1611E+08 | LA141 1.667E+08 1.504E+08

- MO99 © 1.794E+08 1.815E+08 . , CE141 . |.. 1643E+08 1614E+08
TC99M . |~ 1.570E+08 1.589E+08 LA142 - 1.635E+08 1.543E+08
RU103 - 1.188E+08 1.469E+08 ' CE143 1.603E+08 1.484E+08

- RU105 - 7.068E+07 | . 1.004E+08 PR143 1.561E+08 . 1.44BE+08

" RH105 - 6.600E+07 9.156E+07 CE144 - || -9.103E+07 | 1.225E+08 -
RU106 2.767E+07 4.9T8E+07" ND147 | = 6.587E+07 6.435E+07
SB127 8.240E+06 1.022E+07 | NP239 1.438E+09 " 1/858E+09 -
TE127 . 8.027E+06 1.009E+07 PU238 [ - 1.379E+05 3686E+05 f -
TE12TM . 9.485E+05 {  1.316E+06 PU239 ©-1.950E+04 2.762E+04
SB129 2.685E+07 _+ 3.058E+07 PU240 © 1.799E+04 3219E+04 -
TE129 2.633E+07 - 3.010E+07 " PU241  f | 7.445E+06 1.273E+07 -
TE129M - ‘]|  3.791E+06 | 4.482E+06 Am241. 1 5723E+03 1:407E+04
1129 1.710E+00 3.187E+00 CM242 " 1.320E+06 3984E+06° |
TE131M 1.265E+07 - 1.377E+07 - cm244 - 1.193E+05 4339E+05 | T -

1131 9.203E+07 9.583E+07 -
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Source Terms

Table2

-Bounding Isotopic Core Inventory. -
' ‘Byron / Braidwood
- Isotopic "~ ) - S .. Isotopic

i ... Activity - S B o Activity

_-Isotope - (Ci) g -~ |solope {Ci)
- KR 83M . 1.3B1E+07 - | XE131M 1.075E+06
BR 84 C2494E+07 | TE132 1.365E+08
'BR85 . B.047E+07 - » 132 .- 1.386E+08
KR85 1.023E+06. 1133 | - -1.984E+08
- KR 85M 3.083E+07 : XE133 | 1.936E+08
RB 86 2.325E+05 | - XE133M - 6.103E+06
" KR 87 6.085E+07 = | 1134 | 2204E+08
KR88 | 8.583E+07 : CS134 1.904E+07
RB 88 '8.685E+07 ‘ 135 - 1.851E+08
- SR89 - 1.043E+08 ' XE135 - SAQTE+07
'SR90 | 8.044E+06 - - XE135M | 3.821E+07
YS90 ' B423E+06 | © CS136 | 5.393E+06
SR 91 1.410E+08 | CS137 | 1.104E+07
Y o1 1.275E+08 | BA137TM © 1.047E+07
" SR92 1.484E+08 - - " XE138 - |  1.723E+08
Y92 1.489E+08 CS138 . | 1.885E+08
- Ye3 1.659E+08 BA139 1.826E+08
ZR 95 1.636E+08. " | BA140 1.766E+08
“NB 95 1.648E+08 ' - LA140 1.807E+08
ZR 97 1.673E+08 LA141 |  1867E+08
MO 99 '1.815E+08 CE141. . | 1614E+08
TC 99M 1.589E+08 - LA142 1.635E+08
RU103 1.469E+08 CE143 1.603E+08
- RU105 1.004E+08 PR143 1.561E+08
. RH105 . 9.56E+07 | - CE144 1.225E+08
RU106 4.978E+07 ND147 8.:587E+07
. SB127 1.022E+07 NP239 1.:858E+09
TE127 1.009E+07 - | . PU238 ~ 3686E+05
‘TE127M | - 1.316E+06 | PU239 - 2.762E+04
-8B129 3.058E+07. | - PUR40 - 3.219E+04

-} TE129- . | 3010E407 ) - | PU241 | 1.273E407
[ TE129M - 4.482E+06 |- © AM241 | 140TE+04
7129 0 f 0 3.187E+00 CM242 - | - 3.984E+06
~ TE13IM 1.377E+07 - ~ CM244 - | . 4.339E+05
1131 9.583E+07 | :
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‘Source Terms

Table3d

" ORIGEN2.1 Isotopic Concentration Results for
: Byron / Braidwood
- 100EFPD | . EOC . I [ 10€eFPD | EOC
isotope "~ {grams ) _-{grams) . isotope (grams) {grams)
KR 83M 6.691E-01 | = 5.795E-01 ’ T XE13IM - 1.222E+01 ~1.282E+01
BR 84 3.542E-01 - 2.94TE-01 ~TE132 4.392E+02 4.494E+02
BR 85 . 3.947E-02 3.238E-02 ' 132 | 1.306E+01 1.342E+01
KR 85 - 1.542E+03 2.607E+03 | S n3s 1.751E+02 1.727E+02
KR 85M 3.745E+00 | - 3.077E+00 . XE133 1.034E+03 1.020E+03
" 'RBB6 1.168E+00 © 2.856E+00 XE133M . 1.343E+01 1.361E+01
KR 87 2.14TE+00 - 1.719E+00 '€S133 6.580E+04 1.148E+05
KR 88 6.839E+00: " 5.458E+00 1134 8.260E+00 . 8.068E+00
RB 88 7.232E-01 | 5.797E-01 ., CS134 6.666E+03 1.471E+04
SR 89 3589E+03 | 3.239E+03 o 135" 5.269E+01 " 5.218E+01
SRO0 - | 3456E+04 |  5.895E+04 | . xess. 2.152E+01 1.777E+01
Y 90 8.937E+00 1.547E+01 : XE135M 4.005E-01 4.193E-01
SR 91 3.889E+01 ' 3.183E+01 : " CS135 1950E+04 | - 3.660E+04
Y 91 5.198E+03 - | - 4.943E+03 | _ - . C8136 3.250E+01 7.356E+01
SR 92 1.180E+01 " . 9.934E+00 . €8137 7.031E+04 - 1.269E+05
Yoz ~1.546E+01 “ 1.303E+01. 4 - BA13TM . 1.078E-02 " 1.945E-02
Y 93 4.970E+01 4.338E+01 . _XE138 1.791E+00 '1.685E+00
ZR 95 7.230E+03 7.611E+03 _ © CS138 4:452E+00 4.239E+00
NB 85 -3.502E+03 - 4.212E+03 - BA139 1.116E+01 1.071E+01
ZRO7 B.749E+01 |  8.422E+01 S _BA140 2.421E+03 2.330E+03
MO 99 3.738E402 3.783E+02 LA140 3.246E+02 | 3.200E+02
TC 99M .2.085E+01. |  3.021E+01 . LA141 2048E+01 | 2.817E+01
RU103 3.679E+03 |  4.549E+03 CE141 5%61E+03 - 5.665E+03
RU105 “1.051E+01 - |- - 1.493E+01 : - LA142 . 1.144E+01 1.079E+01
RH105 7.816E401 1.084E+02 - -} CcEw3 2413E+02 T 2.234E+02
RU106 8.268E+03 1.487E+04 |~ PR143 2.318E+03 | 2.150E+03
sB127 3.084E+01 3.825E+01 : CE144 2.852E+04 | - 3.830E+04
TE127 3.040E+00° |  3.823E+00 T ND147 8.198E+02 - |~ 8.000E+02
TE127TM 1.005E+02 1.394E+02 S . NP239 6.198E+03 |~ 8.006E+03
127 2.724E+03 5.239E+03 . Pu23s 8:053E+03 | 2.152E+04
$B129 4772E+00- | 5.435E+00 ) - PU239 3.136E+05 " 4:442E+05
TE129 - 1.257E+00 1.437E+00 T PUR40 7.893E+04 “1.412E+05
TE129M 1.258E+02 - 1487E+02 ) puaan 7.223E+04 |  1.235E+05
11290 | 9680E+03 |  1.804E+04 b AM241 1.667E+03 - '4.098E+03
TE131M 1.685E+01 1.726E+01 1 cMm242 3.990E+02 . 1.204E+03
1131 7421E+02 . - 7.727E+02 - . CM244 1.474E+03 5.361E+03
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Source Terms

Tabled

- Bounding Isotopic Core Inventory
Byron / Braidwood
v Isotopic v ‘ S , tsotopic
.| Concentration o "~ | Concentration -
Isotope - {(grams) - - - Isotope - (grams) :
" KR8M | 6.691E-01 3 XE131M 1.282E+01
BR 84 | 3.542E-01 - TE132 4.494E+02
BR 85 - 3.947E-02 : 132 1.342E+01
KR 85 2.607E+03 . 1133 | 1.751E+02
KR 85M 3.745E+00 - XE133 1.034E+03
"RB86 . -~ | 2.856E+00 o XE133M 1.361E+01
KR87 2.147E+00 -} Cs133 1.148E+05
KR88 |  6.839E+00 . 1134 ~ 8.260E+00
RB88 |  7.232E-01 B CS134 1.471E+04
SR 89 '3.589E+03 " 1135 | 5.269E+01
SR90 | ~ 5.895E+04 CXE135 | 2.152E+01
Yoo 1.547E+01 : . XE135M " 4.193E-01
SR91 |  3.889E+01 | . Cs135 - 3.660E+04
Y91 | 5.198E+03 ' - CS136  7.356E+01
SR92 - 1.180E+01 - | - cs137 1.269E+05
Y92 - | . 1.546E+01 . ' " BA137TM 1.945E-02
Y93 - 4.970E+01 - XE138 1.791E+00
ZR 95 . 7.611E+03 CS138 4.452E+00
NB95 4.212E+03 o BA139 ~ 1.116E+01
ZR97 . |  B.749E+01 , 1 BA140 - 2.421E+03
MO99 = | 3.783E+02 ; LA140 3:246E+02
TC9OM 3.021E+01 | LA  2.948E+01
RU103 4.549E+03 1 cea 5:665E+03
RU105-- |  1.493E+01 - LA142 1.144E+01
RH105 ~ | - 1.084E+02 - | CE143 - 2.413E+02.
RU106 . | 1.487E+04 |- PR143 2.318E+03
sB127- :3.825E+01 ) . CE144 3.839E+04
TE127° |  3.823E+00 | ND147  B.198E+02
TE127M | . 1.394E+02 | _ NP239 8.006E+03
M27 . -} 5.239E+03 . ] Pu23s 2.152E+04
. SB129 . | 5435E+00 R PU239 4.442E+05
- TE129 . | 1.437E+00 T PU240 1.412E+05
TE129M | 1487E+02 | | = Pu241 | 1.235E+05
29 T { - 1.804E+04 ol Am241 4.098E+03
- TE131M | - 1.726E+01 - ). cmaa2 | . 1.204E+03
1131 | - 7.727E+02 o] CM244 . 5.361E+03
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Input Deck by-br;ast. inp

Source Terms

-1
-1
BAS Grams of Heavy Metal per Fuel Batch
RDA 'PLACE FUEL into vectors -1, -2 and -3
LIP 0 0 0
LIB .. 0 1 2 3 604 605 ° 606 9 3 0 1 39
PHO "0°0 0 10 ‘ o
. RDA READ FUEL COMPOSITION FOR BATCH 3
INP -1 1 -1-1 1 1
RDA READ FUEL COMPOSITION FOR BATCH 2
INP -2 1 -1-1 1 1
RDA READ FUEL COMPOSITION FOR BATCH 1
INP -3 1 -1-1 11 )
RDA TIT IRRADIATION OF Byron/Braidwood CYCLE 1 FULL CORE
. MOV -3 10 1.0 BATCH 1 FRESH
HED ‘1- CHARGE »
RDA "BATCH 1 BURNUP IN CYCLE 1
BUP ’
IRP  50.0 475.1 1 2 42
IRP 100.0.  475.1 2 3 40
IRP 150.0 475.1 3 4 40
IRP 200.0 . 475.1 4 5 40
IRP 250.0 475.1 5 6 40
IRP 300.0 475.1 -6 7 - 40
IRP 350.0 475.1 7 8 40
IRP. - 400.0 475.1 8 9 40
IRP -~ 450.0 475.1 9 10 40
IRP 500.0 475.1 10 11 4 0
IRP 543.0 475.1 11 12 40
BUP
OPTL 4*8 5 8 5 17*8
OPTA -4*8 5 8 5 17*8
OPTF -~ 4*8 5 8 5 17*8
ouT =12 1 -1 0 C
MOV - 12 1 0 1.0 BATCH 1 ONCE BURNED
HED 1 CHARGE '
RDA ’ BA’._I‘CH 1 BURNUP IN CYCLE 2
BUP . : : L
‘IRP 593.0 331.6. 1 2 43
IRP 643.0 331.6 23 40
IRP: 693.0 331.6 3 4 .40
IRP - 743.0 331.6. 4 5 40
IRP 793.0 331.6 - 5 6 .40
IRP 843.0- 331.6 6 7 40
IRP - -893.0  331.6 78 .40 i
IRP 943.0 331.6 8 9 40
IRP 993.0 331.6 9 10 40
IRP  1043.0 331.6 °10- .11 - 4 0
~ IRP . 1086.0 ~ 331.6° 11 12 - 40
BUP: . o < :
‘ouvr. ~-12-1 -1- 0 : s C o
MOV .-:212-1 0 1.0 'BATCH 1 TWICE BURNED
HED 1 CHARGE ’ C
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Source Terms

RDA  BATCH 1 BURNUP IN CYCLE 3

- . BUR

“BUP - _
- IRP ~ 1136.0 . 109.6 -~ 1 2 43
"IRP . 1186.0 109.6 -2 3 40
IRP  1236.0 109.6 3 4 40
- IRP - 1286.0 109.6 4 5 40
“IRP - .1336.0° 109.6 5 6 4 0
" IRP - 1386.0 - 109.6 6 7 40
IRP  1436.0 109.6 7 8 40
IRP ~ 1486.0 109.6 .8 9 40
“IRP = 1536.0 109.6 9 10 40
IRP - - 1586.0 109.6 - 10 11 40
IRP  1629.0 109.6 .11 .12 4 0
BUP . ' '
T OUT “12 1 -1 0 _ R
MOV . 3 -9 .-0 1.0 BATCH 1 100 EFPD PLACED IN TEMP VECTOR -9
MOV - 12 -10 0 1.0 ‘BATCH 1 EOC3 PLACED IN TEMP VECTCR -10
~RDA - BATCH 2 BURNUP IN CYCLE 2
MOV - - -2 1 0 1.0 ' :BATCH 2 FRESH
HED. . 1 CHARGE ‘
RDA BATCH 2 BURNUP IN CYCLE 2
BUP S ‘ v
IRP 50.0.° 2090.7 . 1 2 42
IRP -  -100.0  2090.7 2 3 40
IRP- - 150.0  2090.7 3.4 40
IRP 200.0 2090.7- 4 5 40
- IRP 250.0  2090.7 5 6 40
IRP 300.0 2090.7 6 7 40
IRP 350.0 2090.7 7 8 40
IRP 400.0 2090.7 8 9 40
IRP  450.0 - 2090.7 9 10 40
~ “IRP 500.0 2090.7 .10 11 40
JIRP. 543.0 2090.7 11 12 4 0
. ‘BUP
< OUT -12 1 -1 0 -
MOV 12 1 0 1.0 ~° BATCH 2 ONCE BURNED
HED 1 CHARGE '
- RDA BATCH 2 BURNUP IN CYCLE 3
" 'BUP , :
IRP  593.0 1459.1 i 2 a3
_“IRP T 643.0 1459.1. 2 3 40
- IRP  693.0 1459.1 .3 4 40
~ JIRP 0 743.0 1459.1 . 4 5 40 .
CIRP . 0 793.0 1459.1 - 5 6 40
- -IRP ~ 843.0 1459.1 . 6. 7 4 0.
. IRP . 893.0 1459.1 "7 8 40
", CIRP . 943.0  1459.1 - 8 9 40
- JIRP...7993.0 1459.1 -9 10 4.0
- IRP . 1043.0 1459.1 10 11 40
- IRP - 1086.0 1459.1 11 12 40
- QUT T -12 1 -1 0 N - SR ' ‘
"ADD 3-9 0 1. o' BATCH 2 100 EFPD ADDED TO TEMP VECTOR -9
S l-pDp 012 =10 -0 Y.0 -0 -~ BATCH 2 EOC3 -ADDED TO TEMP VECTOR ~-10
oMOV. 0 -1 1 0 1.0 - . ‘BATCH 3 FRESH
"HED "~ 1 CHARGE
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Source Terms

RDA  BATCH 3 . BURNUP IN CYCLE 3

BUP _ _
IRP 50.0 2019.4 1 2 42
"~ IRP ‘100.0  2019.4 2- 3 40
IRP . 150.0 2019.4 .3 4 40
IRP 200.0  2019.4 4 5 40
IRP . 250.0 -2019.4 5 6 40
“IRP 300.0 201%9.4 6 7 40
IRP 350.0 - 2019.4 7 8 40
IRP . 400.0 2019.4 8 9 40
IRP 450.0  2019.4 9 10 40
IRP 500.0 - 2019.4° 10 11 40
IRP. 543.0 2019.4 - 11 12 .40
BUP . ‘ » '
ouT -12-1 -1 0 ..
ADD 3-9 0 1.0
ADD 12 -10 0 -1.0°
MoV -9 1 0 1.0 CYCLE 3 @ 100 EFPD
MoV -10 2 0 1.0 .  CYCLE 3 @ EOC
HED 1 100 EFPD
HED 2 - EOC -
our - -2 1 -1 0
END - -
2 922350 1705177.86 922380 33863822.14 0 0.0 U02.
4 080000 4782207.22 - 0 0.0 , - S vo2
0 o ‘ :
2 922350 1792224.08 922380 35031775.92 . 0 0.0 o2
4 080000 4950940.38 0 0.0 : Uo2
2 922350 378195.11 822380  7990804.89 0 0.0 R o2
4 080000 1125201.50 0 0.0 v02
END
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- Job'B

echo
echo
echo
-echo
echo
echo
echo
~echo
echo
echo
echo

‘echo

echo
echo
echo
echo
echo
echo
echo
echo
echo
echo
echo
paus
echo
echo
echo
echo
echo
echo

copy
REM

copy
tape
copy
\d-d
rem.

copy

copy.
ren

réen
“ren
ren
rem
del
del

echo
echo.

echo
echo

echo

Source Terms

atch File by-br_ast.bat

off :

*******************‘k************s\'**‘k***********************************
***********************************************************************
* %k . . * %
*H - - ORIGEN?2 o **
** ° ~0Oak Ridge Isotope GENeration and Depletion Code **
*x ‘o Version 2.1 (8-1-91) ' >
*k - - ’ * %
**.********.**********************i************1{*************************
>k » . o : * %
** Developed by: Oak Ridge Natiohal Laboratory **
L A Chemical Technology Division **
* % . : * %
** .- Technical Contact: Scott B. Ludwig R **
*ro (615) 574-7916  FTS 624-7916 : o FE
** - * %
**  Distributed by: Radiation Shielding Information Center (RSIC) >
ool Oak Ridge National Laboratory : **
*E : P.O. Box 2008 * %
*x : Oak Ridge, TN 37831 B Tk
Fxo : ' ‘ (615) 574~6176 . FTIS 624-6176 *x
***********i***********************************7********'**************_**
***H*******;k************************************************************

€

** Executlon cont1nu1ng I el
***********************************************************************
P R R R R R R R R R R R R R e R e R R L
*k . - * *
*f,.'J Version 2.1 (8-1-91) for mainframes and 80386 or 80486 PCs **
* % . . Tk ok

by-br ast. 1np tape5 inp >nul

(NOT USED IN THIS CASE) copy samp_2.u3 tape3.inp >nul
\d-drive\origen2i\libs\decay.lib+\d- drlve\orlgen21\libs\pwrue 1ib
9.inp >nul

\d~dr1ve\orlgen2l\llbs\gxu02brm lib tapelO.inp >nul
rive\origen2l\code\origen2

combine ‘and-save files from run’ :

tapel?2. out+tape6 out by-br ast.u6- >nul
‘tapel3.out+tapell. out by-br ast. out >nul
tape7.out by-br ast.pch . - R
tapel5.out hy-br_ast dbg -
tapel6.out by-br_ast.vxs.
tape50.out by-br_ast.ech

cleanup files
tape*.inp
tape*.out

*****************************************************t*****************

***‘ﬁ_*************** o R I G E N 2 - VerSlon 2.1 ****7*******************
*'*i'********'*'********'k**‘EXEICUt'ion Completed‘***********_***4*************
****ﬁ*-*****'k***i:***********‘*#**.t*******************.**v*-*****************

on

BYR04-047 & BRW-04-0041-M, Rev. 1, Attachment A, Page A-12 of A-12



" B-BASTFHA in FHB - 1000cfm CR Unfilt Inleakage - 95 percent CR Intake Filter Eff.00

'v#######################################################################
. RADTRAD Version 3.03 (Spring 2001} run on 11/14/2004 at 22:32:01
_ #######################################################################

#######################################################################
i © File 1nformat10n
_ #######################################################################

Plant file = C: \Documents and Settlngs\Aleem Boatrlght\My Documents\My
Work\Exelon\Byron & Braidwood\FHA\RADTRAD\B-B AST FHA in FHB - 1000cfm CR Unfilt
Inleakage - 95 percent CR Intake Filter Eff.psf

Inventory file c: \program files\radtrad3- 03\defaults\byron-braldwood ast
tha source terms.nif _

Release file = c:\program flles\radtrad3-03\defaults\b-b ast-fha.rft

Dose  Conversion file = c:\program files\radtrad3-03\defaults\fgrll&l2.inp

"

#h444 il #HH44 $# # ¥ #4448 4 #  ##4d
# # # # : # ## .+ # L # #
S S . ¥ ¢4 # # # # # #
R 2332 ###4 #H## ## % & #HH44 # # #
# . v # ¢ # ¥ LR B # # - #
# # # # 4 #H# # # #
. ##44 # $ 4 # #

# ####

Radtrad 3.03 4/15/2001 : ‘ :
B-B 'AST FHA in FHB - 1000 cfm "CR Inleakage, 30 min Filter Delay, 95% EO Intake’
Filter Efficiency . : . .
Nuclide Inventory File:
c:\program files\radtrad3- 03\defaults\byron—braldwood ast fha source terms. n1f
'Plant Power Level: i . T ‘
3.2222E401 R o
Compartments: . S
3
,Compartment 1z
Contalnment Volume
1. 0000E+00

o000 Oo:

Compartment 2:

Enviromment
2.

0.0000E+00

COO0OOO
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B-B AST FHA in FHB - 1000cfm CR Unfilt Inleakage - 95 percent 'CR Intake Filter Eff.00

Coﬁpartment 3:
Control Room
1 . .
2 0000E+05

OO OM:

 .Pathways:
4
Pathway 1:
Containment Volume to Environment
R
2
2 .
" Pathway 2: ,
: Filtered Intake Environment to Control Room
2
3
2
Pathway 3:
Unfiltered Inleakage Env1ronment to Control Room
2
3
3
Pathway 4: :
Contrel Room to Env1ronment
3 .
2
5 , 7
" End of Plant Model File -
Scenario Description Name:

Plant Model Filename:

~ Source Term:

1

1 1.0000E+00
~c:\program f11es\radtrad3~03\defaults\fgrl1&12 inp

c:\program f1les\radtrad3—03\defaults\b b ast-fha.rft
4. 8000E+01
-0 : o i
,,0.0000E+OO 9.7000E401,’_3.0000E-02- 1.0000E+00
" Overlying Pool: = : a
.0 .
-0.0000E+00
-0
0
0
o 7
Compartments:
3

. - Compartment 1:

0
!
-0

BYR04-047 & BRW-04-0041-M, Rev. 1, Attachment B, Page B-2 of B-45



B-B AST FHA in FHB - 1000cfm CR Unfilt Inleakage - 95 percent CR Intake Filter Eff.o0

Compartment 2:

Compartment 3:

.9150E+04

.8000E+01 0.0000E+00 0.0000E+00 0.0000E+00
.8500E+01 8.0000E+01 9.0000E+01 9.0000E+01
.6800E+02 0.0000E+00 0.0000E+00 0.0000E+00

.8000E+01 2.3600E-02 0.0000E+00 0.0000E+400 0.0000E+00
.8500E+01 1.1800E-01 0.0000E+00 0.0000E+00 0.0000E+00
.0000E+01 0.0000E+00 0.0000E+00 0.0000E+00 0.0000E+00

hway 2:

HOO0OO0OCOMOOCOOOOOUBLBWRHROODOOOM B OOIO_BAHEaWWROOODOROITIOOODOODOORrROTd OO OOO
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B-B AST FHA in FHB - 1000cfm CR Unfilt Inleakage - 95 percent CR Intake Filter Eff.00

.8000E+01 6.4240E+403 0.0000E+00 0.0000E+00 0.0000E+00
.8500E+01 8.5750E+403 9.9000E+01 9.5000E+01 9.5000E+01
.6800E+02 0.0000E+00 0.0000E+00 0.0000E+00 0.0000E+00

Pathway 3:

[\})

COO0O0O0ONBDdWHOOODOOFOO0ODOOOONOBNFFOOOODOM OOOCOOO UL B W

.8000E+01 1.0000E+03 0.0000E+00 0.0000E+00 0.0000E+00
.6800E+02 0.0000E+00 0.0000E+00 0.0000E+00 0.0000E+00

Pathway 4:

.8000E+01 7.4240E+03 1.0000E+02 1.0000E+02 1.0000E402
.8500E+401 9.5750E+03 1.0000E+02 1.0000E+402 1.0000E+02
.6800E+02 0.0000E+00 0.0000E+00 0.0000E+00 0.0000E+00

Dose Locations:
3

Location 1:

EAB

2

1

2

4.8000E+01 5.3600E-04
5.6000E+01 0.0000E+00
1 .
4
4
5
7

.8000E+01 3.5000E-04
.6000E+01 1.8000E-04
.2000E+01 2.3000E-04
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*- B-B ASTFHA in FHB - 1000cfm C R Unfilt Inleakage - 95 percent CR Intake Filter Eff.o0

' 7.6800E+02 - 0.0000E+00

0
Location 2:
LPZ -
2
1
4, SOOOE+01 4.,5000E~05
5. 6000E+01 3.1200E-05
7.2000E+01 1.4100E-05
1.4400E+402 4.5400E-06
7.6800E+02 0.0000E+00
1 oo
4
4.8000E+01 3.5000E-04
5.6000E+401 1.8000E-04
7.2000E+01 2.3000E-04
7.6800E+02 0.0000E+00
0 _ s
Location 3:
Control Room
3
0.
1
2 .
4, 8000E+01 3.5000E~04
7.6800E+02 0.0000E+00
1
4 - )
4:8000E+01 1.0000E+00
7.2000E+01 6.0000E-01
1:74400E+02 4.0000E-01
7.6800E+02  0.0000E+00
Effective Volume Location:
1
3

4. 8000E+01 2.2200E-03
‘4,8500E+01 2.4600E-03
5.0000E+01 0.0000E+00
Simulation Parameters:
3 : .
© 4.8000E+01 - 1.0000E-02
. 5.2000E+01 1.0000E-01 .
5.6000E+01 . 0.0000E+00
~Output Filename: C ' s
C:\Documents and Settlngs\Aleem Boatright\My Documents\My Work\Exelon\Byron &
Braidwood\FHA\RADTRAD\B-B -AST" FHA in FHB - IOOOCfm CR Unfilt Inleakage - 95 percent
CR Intake Filter Eff.o0 . : .

O e

End of Scenario File -
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B-B AST FHA in FHB - 1000cfm CR Unfilt Inleakgge -95 percent CR Intake Filter Eff.00

7#######################################################################
RADTRAD Version 3.03 (Spring 2001) run on 11/14/2004 at 22:32:01
.#######################################################################

#######################################################################'
. Plant Description
#######################################################################

Number of Nuclides = 60

Inventory Power = - 1.0000E+00 MWth
Plant Power Level = - 3.2222E+01 MWth
Number of compartments = 3

Compartment information

1.0000E+00

[}

Compartment number- 1 (Source term fraction
Name: Containment Volume :
Compartment volume = 1.0000E+400 (Cubic feet)

Compartment type is Normal

Pathways into and out of compartment 1

Exit Pathway Number = 1: Containment Volume to Environment

Compartment number 2
Name: Environment
Compartment type is Environment
Pathways into and out of compartment 2
Inlet Pathway Number Containment Volume to Environment
Inlet Pathway Number : Control Room to Environment
Exit Pathway Number : Filtered Intake Environment to Control Room
Exit Pathway Number : Unfiltered Inleakage Environment to Control Room

(A)l\)ubl—l

Compartment number 3

Name: Control Room L

Compartment volume =  2.0000E+05 (Cubic feet)

Compartment type is Control Room

Removal devices w1th1n compartment'

Filter(s) - :

Pathways into and out of compartment 3 : :
Inlet: Pathway Number 2: Filtered Intake Environment to- Control Room
Inlet Pathway Number 3: Unfiltered Inleakage Env1ronment to Control Room
Exit Pathway: Number 4: Control Room to Environment

Total number_ofﬂpathmays = 4
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B-B AST FHA in FHB - 1000cfn CR Unfilt Inleakage - 95 percent CR Intake Filter Eff.00

'#######################################################################
RADTRAD Version 3.03 (Spring 2001) run on 11/14/2004 at 22:32:01
#######################################################################

#######################################################################

Scenario Description
#######################################################################

Time between shutdown and first release - 4.8000E+01 {(Hours)
Radioactive Decay is enabled

Release Fractions and Timings

GAP EARLY "IN~ VESSEL LATE RELEASE RELEASE MASS
0.000050 hr’ 0.0000 hrs 0.0000 hrs (gm)
NOBLES 1.0000E-01 - 0.0000E+00 0.0000E+00 5.643E+00
IODINE . 5.0000E-04" 0.0000E+00 .0.0000E+00 . 6.675E-03
CESIUM - 0.0000E+00 0.0000E+00 0.0000E+00 . - 0.000E+00
TELLURIUM - - 0.0000E+00 0.0000E+00 0.0000E+00 0.000E+00
_STRONTIUM. . 0.0000E+00 0.0000E+00 0.0000E+00 - 0.000E+00
BARIUM 0.0000E+00 0.0000E+00 0.0000E+00 . 0.000E+00
RUTHENIUM 0.0000E+00 0.0000E+00 0.0000E+00 0.000E+00
CERIUM 0.0000E+00 0.0000E+00 0.0000E+00 0.000E+00Q
LANTHANUM = - 0.0000E+00 0.0000E+00C 0.0000E+00 0.000E+00
Inventory Power = 32. MWt
Nuclide Group Spe01f1c half Whole Body Inhaled Inhaled
Name Inventory life DCF Thyroid Effective
: (Ci/Mut) (s) (Sv-m3/Bg-s) (Sv/Bq) (Sv/Bq)
Kr-85 1 5.702E+02 3.383E+08 1.190E-16 0.000E+00  0.000E+00
Kr-85m . 1 8.592E+03 1.613E+04  7.480E-15 0.000E+00  0.000E+00
Kr~ 87.v» 1 1.696E+404 4.578E+403 4.120E-14 0.000E+00  0.000E+00
Kr-88 1 2.392E+04 1.022E+04  1.020E-13 0.000E+00 - 0.000E+Q0
I-131 2 4.274E+04 6.947E+05 1.820E-14 2.920E~07 8.890E-09
1-132 2 3.863E+04 8.280E+03 1.120E-13 1.740E-09  1.030E-10
I-133: 2 5.529E+04 7.488E+04 2.940E-14 4.860E-08 1.580E-09
I-134 2 6.143E+04 3.156E+4+03 1.300E-13 2.880E-10 3.550E-11
1-135 - 2, 5.159E+04 2.380E+04  8.294E-14 8.460E-09 . 3.320E-10
Xe=-133 . -1 5.396E+04  4.532E+05 1.560E-15-- 0.000E+00 - 0.000E+00
Xe-135 .~ 1 1.532E+04 3.272E+04 1.190E-14 . 0.000E+00  0.000E+00
Jodine. fractions ) R
‘Rerosol = 0.0000E+00 - -
Elemental =  9.7000E-01 -
Organie = - 3.0000E-02
COMPARTMENT DATA
Compartment number — 1: Containment Volume
Compartment number 2: Environment .
Compartment number  3: Control Room
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B-B AST FHA in FHB - 1000cfm CR Unfilt Inleakage - 95 péroem CR I'make Filter Eff.00

' Compartment Filter Data

Time (hr)

' Flow Rate 'Filter Efficiencies (%)
PR (cfm)- Rerosol Elemental - Organic
' 4.8000E+01 . 3.9150E+04 - 0.0000E+00 ~ 0:0000E+00  0.0000E+00Q
. 4.8500E+01 3.9150E+404  8.0000E+01 - 9.0000E+01  9.0000E+01
7.6800E+02 3.9150E+04  0.0000E+00

PATHWAY DATA

0.0000E+00  0.000QE+00

 Pa;hway~number 1: Confainment Volume to Environment

Pathway Filter: Removal Data

Flow Rate

©. Time (hr)
' {cfm)
© 4.8000E+01 _2.3600E-02 0.
7 4.8500E+401 1.1800E-01 0.
© 5,0000E401- ~ 0.0000E+00 0.

Pathway number 2: Filtered Intake

Péthway'Filter:‘Rémovéi Data

~~Time (hr) Flow Rate
) ) _(cfm)
4 .8000E+01 6.4240E+03 0.
- 4.8500E+01 8.5750E+03 9.
7.6800E+402 - © 0.0000E+00 0.

Filter Efficiencies (%)

Aerosol Elemental Organic

0000E+00 - 0.0000E+00 0.0000E+00
0000E+00 - 0.0000E+00 0.0000E+00
0000E+00 0.0000E+00 0.0000E+00

Environment to Control Room

Filter Efficiencies (%)
RAerosol Elemental Organic
0000E+00  0.0000E+00  0.0000E+00
9000E+01 9.5000E+01 9.5000E+01
0000E+00 0.0000E+00

0.0000E+00

" Pathway number 3: Unfiltered Inleakage Environment to Control Room

" Pathway Filter: Removal Data

Time (hr) Flow Rate
R (cfm)
o 4.8000E+01 1.0000E+03 0
7.6800E+402  0.0000E+00 0.

. Pathway number 4: Control Room to .
- -"Pathway Filter: Removal Data

. Time (hr) - Flow Rate

] (cfm). - »
4.8000E+01 7.4240E+03 1
4.8500E+01  9.5750E+03 1
"~ 7.6800E+02

 LOCATION DATA
’ .Location EAB

. 0.0000E+00 0.

Filter Efficiencies (%)

Rerosol - Elemental Organic
.0000E+00  0.0000E+00  0.0000E+00
0000E+00  0.0000E+00  0.0000E+0Q0
Environment

Filter Efficiencies (%)

Aerosol Elemental Organic

.0000E+02 . 1.0000E+02.. 1.0000E+02

.0000E+02 = 1.0000E+02 1.0000E+02
0.0000E+00

00COE+00 -~ 0.0000E+00

" Location X/Q Data.

Time t(hr)
4.8000E+01
5.6000E+01

is . in compartment 2

:WX/Q,‘S * mA-3)
" '5.3600E-04
" 0.0000E+00
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B-B AST FHA in FHB - 1000cfm CR Unfilt Inleakage - 95 percent CR Intake Filter Eff.00

Location Breathlng Rate Data

.Time (hr) Breathlng Rate (mA3 * sec -l)
4.8000E+01 3.5000E-04 .

. 5.6000E+01 - 1.8000E-04

- 7.2000E+01 - 2.3000E-04
7.6800E+02 - 0. 0000E+00

Location ‘LPZ ~is in compartment 2

Location X/Q Data
X/Q (s * m"=-3)

Time ¢(hr)

4.8000E+01 . 4.5000E-05
5.6000E+01 - 3.1200E-05
7.2000E+401 .- 1.4100E-05
1.4400E+02 4.5400E-06
7.6800E+02 - 0.0000E+00

Location Breathing Rate Data

Time (hr) . Breathing Rate (m"3 * sec ~=1})
4.8000E+01 3.5000E-04
5.6000E+01 1.8000E-04
7.2000E+01 2.3000E-04
7.6800E+02 0.0000E+00

Location Control 'Room is in compartment 3

Location X/Q Data

Time (hr) X/Q (s * m~=-3) .
4.8000E+01. 2.2200E-03
4.8500E+01 2.4600E-03
5.00003+o1- 0.0000E+00

Location Breathing Rate Data

Time (hr) Breathing Rate (m‘3 * sec”-1)
4.8000E+01 . 3.5000E-04
7.6800E+02 ¢ - 0.0000E+00

Location Occupancy Factor Data

Time (hr) ] Occupancy Factor
4.8000E+01" 1.0000E+00
7.2000E401 6.0000E-01
1.4400E+02 . 4.0000E-01
7. 6800E+02,f 0.0000E+00
SPECIFIED TIME STEP DATA - SUPPLEMENTAL TIME STEPS_
Time _ oo .Time - step :
0.0000E+00 o 1. OOOOE‘OZ
4.0000E+00~ .-1.0000E-01
8.0000E+00 . 0.0000E+00
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B-B AST FHA in FHB - 1000cfm CR Unﬁltrlnleakag’e - 95 percent CR Intake Filter Eff.00

“#######################################################################

" RADTRAD Version 3.03

(Spring 2001) run on 11/14/2004

at 22:32:01

#######################################################################

#H#44

LU $hE44
T
N N A
N N R R N 121
RN T T T
TR DT T B

T RN TT T 4

#  # fH444

0 # #

# LI

. 4 #

# $ #

# # #
H#44 #

.####################################################################

Dose

####################################################################

Detailed model information at time

EAB Doses:

Time (h) = 48.0000 Whole Body .
Delta dose (rem) 1.6852E~-05
Accumulated dose (rem) 1.6852E-05
LPZ Doses:

Time (h) = 48.0000 Whole Body

Delta dose (rem) 1.4148E-06
Accumulated'dose (rem) 1.4148E-06
Control Room Doses:

Time (h) = 48.0000 Whole Body

Delta dose (rem) ) 2,05095—10
Accumulated dose (rem) 2.0509E~-10

Detailed mpdel informaticn at time

EAB Doses:

Time (h) = 48.5000 Whole Body
Delta dose (rem} - 2.4095E-01".
Accumulated dose (rem) 2.4097E-01
LPZ Doses:

Time (h) = 48'5000 Whole Body
Delta dose -(rem) - 2.0229E-02 -
Accumulated dose (rem) 2.0231E-02 -

Control Room Doses:

5.2574E+00

Output
(H) = 48.0000
Thyroid TEDE
4.3740E-03 1.5047E-04
'4.3740E-03 1.5047E-04
"Thyroid TEDE
3.6722E-04 1.2633E-05
3.6722E-04 1.2633E-05
Thyroid TEDE
1.0087E-06 3.1019E-08
1, 0087E 06 3.1019E-08
H) = 48.5000 -
Thyroid TEDE - -
6.2617E+01 2.1538E+00
6.2621E+01  2.1539E+00
. Thyroid TEDE - =
.5.2570E+00 1.8082E-01 =~
1.8083E-01
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B-B‘AST FHA in FHB - 1000cfm CR Unfilt Inleakage - 95 perceﬁt CR Intake Filter Eff.00

Time (h) = 48.5000 Whole Body - Thyroid ~ .  TEDE. -

Delta dose (rem)  2.2883E-02 1.1273E+02 3.4666E+00
Accumulated dose (rem) 2.2883E-02 1.1273E+02 3.4666E+00
Detailed model information at time (H) =  50.0000

'EAB Doses:

‘Time' (h) = 50.0000  Whole Body  Thyroid. " TEDE

- Delta dose (rem) : 2.3293E-01 6.0675E+01 2.0864E+00
Accumulated dose (rem) 4.7390E-01 1.2330E402 4.2403E+00
LPZ Doses: :

Time (h) = 50.0000  Whole Body Thyroid  TEDE
‘Delta dose (rem) 1.9556E-02 5.0940E+00 1.7516E-01

"Accumulated:dose (rem) 3.9786E-02- 1.0351E+01 3.5599E-01
Cdntrdl Room Doses:

Time (h) = 50.0000 - Whole Body = Thyroid TEDE.
Delta -dose (rem) 7.2792E-02 3.3145E+01. 1.0853E+00
- Accumulated dose (rem) 9.56753402 1.4588E+02 4.5518E+00
Détailed modei information at time (H) = 56.0000
._EAB_Dogés;v

Time {H) = 56.0000  Whole Body Thyroid .  TEDE -

Delta dose (rem) 0.0000E+00 0.0000E+00  0.0000E+00
Accumulated dose .(rem) 4.7390E-01 1.2330E+02 4.2403E+00

LPZ Doses:
Time (h} = 56.0000  Whole Body Thyroid TEDE
Delta dose (rem) 0.0000E+00 O0.0000E+00 0.0000E+00

Accumulated dose (rem) 3.9786E-02 1.0351E+01 3.5599E-01
'Contrql F06m'Doses: 7

Time (h) = 56.0000 = Whole Body = Thyroid . ~ TEDE

‘Delta dose (rem) - 1.4519E-03  2.3994E-04 1.4592E-03
Accumulated dose (rem) ~9.7127E-02 1.4588E+02 4.5533E+00
‘Detailed model information at time (H) =  72.0000

EAB Doses:

‘Time ‘(h) = 72.0000  Whole Body ' Thyroid  TEDE
Delta dose (rem) . 0.0000E+00 0.0000E+00 . 0.00Q0E+00

Accumulated dose (rem) 4.7390E-01 1.2330E+02 4.2403E+00
' LPZ Doses: |

Time .(h) = 72.0000  Whole Body  Thyroid TEDE
Delta dose (rem) 0.0000E+00 0.0000E+00 0.0000E+00
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B-BASTFHA in FHB,- 1000cfm CR Unfilt Inleakage - 95 pefce_nt CR intake Filter Eff.00

Accumulated dose (rem) 3.9786E-02 1.0351E+01 3.5599E-01
Control Room Doses:

‘Time (h) = 72.0000  Whole Body Thyroid " TEDE
Delta dose (rem) ’ -4.5361E-11 2.4929E-39 4.5361E-11
Accumulated dose (rem)- 9.7127E~02 1.4588E+02 4.5533E+00
Detailed model information at time (H) = 144.0000 |

' "EAB Doses:

Time. (h) = 144.0000 Whole Body Thyroid TEDE

Delta dose (rem) 0.0000E+00 0.0000E+00 . 0.C000E+00
Accumulated dose (rem) 4.7390E-01 1.2330E+02 4.2403E+00
LPZ Doses:
Time (h) = 144.0000 - Whole.Body = Thyroid . TEDE

" Delta dose (rem) 0.0000E+00 O0.0000E+00 0.0000E+00

Accumulated dose (rem) 3.9786E-02 1.0351E+01 3.5599E-01
Control Room Doses: l

Time (h) = 144.0000 Whole Bedy Thyroid  TEDE

- Delta dose (rem) 1.5202E-30 1.2628-131 1.5202E-30
. Accumulated dose (rem) 9.7127E-02 1.4588E+02 4.5533E+00
‘“,-Detailed model information'at time (H) = ~768.0000 V
EAB Doses:
Time (h) = 768.0000 . Whole Body Thyroid  TEDE
Delta dose (rem) ~ 0.0000E+00 0.0000E+00- :0.0000E+00
Accumulated dose (rem) '~ 4.7390E-01 1.2330E+02 4.2403E+00
' LPZ Doses:
Time (h) = 768.0000 Whole Body Thyroid - TEDE
Delta dose (rem) " 0.0000E+00 0.0000E+00 ~0.0000E+00

- Accumulated dose (rem)  3.9786E-02  1.0351E+01 3,5599E-01
Control Room Doses: -
‘Time (h) = 768.0000 - Whole Body Thyroid _  TEDE

. 'Delta dose (rem) - . 1.0162-120 0.0000E+00 1.0162-120
“Accumulated dose  (rem) '9.7127E-02 1.4588E+02. 4.5533E+00

s .
####################################################################

_ o I-131 Summary - .
#######################fﬁ#######################f###################'

Contaihmen£5VolQme Environmehtf. ' Control Room
Time (hr) I-131 (Curies) I1-131 {Curies) I-131 (Curies)
48.000 5.7951E+02 2.0515E-02" 1.5956E-04
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48

- 48.
.750

48

.260

500

- 49.000
49.250

49.

500

49.750

50

50.
50.
50.
51.
.250
.500

.51
51

51.
52.
52.
2.700

53.

53.

53.
53,
.200
.500
.800
55.
55.
55.
56.
56.
56.
56.
57.

- 52

54
54
54

57
57
58
58
72
144
768.

.000

250
500
750
000

750

000

400

000
300
600
900

100
400
700
000
300
600
900
200

.500
.800
.100
.400
.000
.000

000

4.0068E+02

2.8499E+02
4.8500E+01
8.2537E+00

1.4046E+00

2.3904E-01
4.0679E-02
6.9228E-03
6.9166E-03

6.9104E-03 .

6.9042E-03
6.8980E-03
6.8918E-03
6.8856E-03

6.8794E-03"
6.8732E-03

6.8634E-03
6.8560E-03
6.8486E-03

6.8412E-03 -
6.8338E-03
 6.8265E-03

6.8191E~03
6.8118E-03
6.8044E-03
6.7971E-03
6.7898E~03
6.7825E~03
6.7752E-03

" 6.7679E-03

6.7606E-03
6.7533E-03

6.7460E-03

6.7388E-03
6.7315E-03
6.7243E~03
6.7170E-03
6.3968BE-03
4.9390E-03

5.2500E-04

1.7840E+02
2.9379E+02 -

5.3015E+402
5.7038E+02

5.7722E+02 -

5.783%E+02
5.7859E+402

5.7862E+02

5.7862E+402
5.7862E+02
5.7862E+402
5.7862E+02
5.7862E+02

5.7862E+02.

5.7862E+02
5.7862E+02
5.7862E+02
5.7862E402
5.7862E+02
5.7862E+02
5.7862E+02

5.7862E+02

5.7862E+02
5.7862E+402
5.7862E+02

5.7862E+02

5.7862E+02
5.7862E+02
5.7862E+02
5.7862E+02
5.7862E+02
5.7862E+02
5,7862E+02

- 5.7862E+402

5.7862E+402
5.7862E+02
5.7862E+02
5.7862E+02
5.7862E+02
S. 7862E+02

B-B AST FHA in FHB - 1000cfm CR Unfih Inleakage - 95 percent CR Intake Filter Eff.00

.0344E+00 -
.2901E+00
.1601E-01"
.6152E-02
.6243E-03
~4229E-04
.5119E-05
.2779E-05
.4314E-07
.5367E-08
.3290E-10
.8480E-11
.4085E-13
.2223E-14
.7067E~16
.6725E-17
.2331E-19
.1830E-21
.8648E-23
.8420E-25
.2113E-26
.1444E-28
.7964E-30
.7209E-32
.1898E-33
.1064E~35
.7292E-37
.6019E-39 -
.1688E-40
.0692E-42
.6631E~-44
.4851E-46
.1481E-47
.0325E-49
.5983E-51
.3703E-53
.1278E-54
.2697-134
.0000E+00
.0000E+00

OOJ&HO\MMHO\WNHG\wl\)l—'G\wN!—'G\wNHI\)\II\)O\H(ﬁHAI—l\IANHHHH

» ####################################################################
g Cumulative Dose Summary
####################################################################

Time
thr)

48
48
48

48.
49.
49.
49.
49.
50.

.000
.260
.500

750
000
250
500
750
000

.EAB

LPZ

Control Room f

Thyroid
{rem) =

0.0000E+00

3.8031E+01

6.2621E+01 .
3.8855E+00

1.1298E+02

1.2154E+02.
1.2300E+062:
1.2325E+02
1.2329E+02"
1.2330E+402

TEDE
(rem)

/0.0000E+00

1.3082E+00
2.1539E+00

4.1800E+00

-4 .2301E+00

4.2386E+00
4.2400E+00
4.2403E+00

Thyroid
{rem) -

0. OOOOE+OO

3.1929E+00

5.2574E+00

9.4849E+00
1.0204E+01"
1.0326E+01
1.0347E+01

1.0351E+01

1.0351E+01
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- TEDE

{rem)

0. 0000E+00
1.0983E-01 .
1.8083E-01
3.2621E-01
3.5093E-01
3.5514E-01
3.5585E-01

'3.5597E-01
'3.5599E-01

Thyroid
(rem)

0.0000E+00
4.0022E+01

1.1273E+02
1.4219E+02
1.4532E+02
1.4578E+02
1.4586E+02
1.4587E+02
1.4588E+02

TEDE

(rem)
0.0000E+00
1.2307E400
3.4666E+00
4.3933E+00
4.5113E+400

4.5380E+00

4.5467E+00
4.5503E+00
4.5518E+00



50.250
50.500
50.750
51.000
51.250
51.500 -
51.750
52.000
52.400
52.700
53.000
53.300
53.600
53.900
54.200
54.500
54.800
55.100
55.400
55.700
56.000
56.300
56.600
56.900
57.200-
57.500
57.800
58.100
58.400.
72.000
144.000
768.000

B-B AST FHA in FHB - 1000cfm CR Unfilt Inleakage - 95 percent CR Intake Filter Eff.00

1.2330E+02
1.2330E+402
1.2330E+02
1.2330E+02

1.2330E+02.

1.2330E+02
1.2330E+02
1.2330E402
1.2330E+402
1.2330E402
1.2330E+02
1.2330E402

1.2330E402

1.2330E+02
1.2330E+402
1.2330E+02
1.2330E+402
1.2330E+402
1.2330E+02
1.2330E402
1.2330E+02
1.2330E+02
1.2330E+02
1.2330E+402
1.2330E+402
1.2330E402
1.2330E+402
1.2330E+02
1.2330E+02
1.2330E+02
1.2330E402
1.2330E+02

4.2403E+400
4.2403E+00
.2403E+400
»2403E+00
.2403E%+00
.2403E+400
-2403E+400
.2403E400
.2403E+Q0
.2403E+00
.2403E+00
.2403E+400
.2403E+00
.2403E+00
.2403E+400
.2403E400
.2403E+400
.2403E+00
.2403E+00
.2403E400
.2403E+00
.2403E400
.2403E+400
.2403E+00
.2403E+00
.2403E+400
.2403E+400
.2403E+00
.2403E+00
.2403E+400
.2403E+400
.2403E+00

LR R T A Y - T - S Y SO O O N S N N Y G O SO

1.0351E+01
1.0351E+01
1.0351E+01

1.0351E+401

1.0351E+401
1.0351E+01

1.0351E+401 "

1.0351E+401
1.0351E+01
1.0351E401

1.0351E+401 .

1.0351E+01
1.0351E401
1.0351E+401
1.0351E+01
1.0351E401
1.0351E+01

1.0351E+401.

1.0351E+01
1.0351E+401
1.0351E+01
1.0351E401
1.0351E+01
1.0351E+401
1.0351E+401
1.0351E+401
1.0351E+401
1.0351E+01
1.0351E+401
1.0351E+01
1.06351E+401
1.0351E+01

WWLWWWLWWWWLWWWWwWLwWwWwWwwWwWwwWwwWwwwWwwwwWwwwwwwwww

.5599E-01
.5599E~01
.5599E-01
.5599E-01
.5599E-01
.5599E-01
.5599E-01
.5599E-01
.5599E-01
.5599E-01
.5599E-01
.5599E-01
.5599E~01
.5599E-01
.5599E-01
.5599E-01
.5599E-01
.5599E-01
.5599E-01
.5599E-01
.5599E-01
.5599E-01
.5599E~01
.5599E-01
.5599E-01
.5599E~01
.5599E~01
.5599E-01
.5599E-01
.5599E-01
.5599E-01
.5599E-01

.4588E+02
.4588E+02
.4588E+02
.4588E+02

S W WY

[

.4588E+02

.4588E+02
1.4588E+02
1.4588E+402
1.4588E+02
1.4588E+02
1.4588E+02

s

'1.4588E+02

1.4588E+02
1.4588E+02
1.4588E+02

1.4588E+02.

1.4588E+02
1.4588E+02
1.4588E+02
1.4588E+02
1.4588E+02
1.4588E+02

1.4588E+02°

1.4588E+02
1.4588E+02

1.4588E+02-

1.4588E+02
1.4588E+02
1.4588E+02

.4588E+02 .
.4588E+02

.4588E+02’

.5526E+00
.5530E+00
.5531E+00
.5532E+00
.5533E+00
.55%33E+00
.5533E+00
.5533E+00
.5533E+00
.5533E+00
.5533E+00
.5533E+00
.5533E+00
.5533E+00
.5533E+00
.5533E+00
.5533E+00
.5533E+00
.5533E+00
.5533E+00
.5533E+00
.5533E400
.5533E+00
.5533E+00
4.5533E+00
4.5533E+00
4.5533E+00
4.5533E400
4.5533E+00
4
4
4

JRY Y - T . S

.5533E+00
.5533E+00
.5533E+00

SRR R R A0

Worst Two-Hour Doses

###########{########################################################

‘EAB

Time Whole. Body Thyroid TEDE
(hr) {rem) (rem) - (rem)

48.0 ~ 4.7390E-01  1.2330E+02 ~ 4.2403E+00
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‘B-BASTFHA in FHB - 1000cfm CR Unfilt Inleakage - 14 Day Decay - No CR Intake Filter VEff.oO

’ ######*################################################################
RADTRAD Version 3.03 - (Spring 2001) run on 11/15/2004 at 2:18:02
‘#######################################################################

7 #######################################################################
File information
#######################################################################

Plant“file' . 7 = C:\Documents and Settings\Aleem Boatright\My Documents\My
Work\Exelon\Byron & Braidwood\FHA\RADTRAD\Rev 1\B-B AST FHA in FHB - 1000cfm CR
Unfilt Inleakage - 14 Day Decay - No CR Intake Filter Eff.psf
Inventory file . = c:\program files\radtrad3-03\defaults\byron-braidwood ast
fha source terms.nif ‘ ’

Release file
- Dose Conversion file

‘c:\program files\radtrad3-03\defaults\b-b ast-fha.rft
c:\program files\radtrad3-03\defaults\fgrllsl2.inp

R TTT I T 1T T

¥ 4 §OHEEER F B HRERE
S L T # A T
# 4 # # #0644 4 & 4 ¥ 4
CREERE RERE O BEEE R F 4 BEERE O F 4 4
£ RS R #0044
§ $ 4 AT TR $ 4
# i o4 8 4 $h44 #

B IR 1T T

" Radtrad 3.03 4/15/2001
Byron/Braidwood: AST FHA - in- FHB - 336-~Hr Decay with No Filtration
~Nuclide Inventory File:
c:\program files\radtrad3- 03\defau1ts\byron braldwood ast fha source terms. nif
Plant Power Level: :
' _3,2222E+01
Compartments:
3 .
;Compaitment 1:
Containmentv,
.3 .
1. OOOOE+00'

c>¢k3c>c

Compartment 2:
'Environment
2 : .
0. 0000E+00

COoOO0QO-

Compartment 3:
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- B-B AST FHA in FHB - 1000cfm CR Unfilt Inleakage - 14 Day Decay - No CR Intake Filter Eff.00

Control"Rooh
i |
2 0000E+05

ocomMOo o

Pathways:
. 4
: Pathway 1:
Containment to Env1ronment
1
2
2 .
“"Pathway 2: :
- Filtered Intake Environment to Control Room
S
.
.2
© Pathway 3:
~Unfiltered Inleakage ‘Environment to Control Room
‘2
3
2"
Pathway 4:
Exhaust Control Room to Environment
3
2
2 o
"End of Plant Model File

. 7. Scenario Description Name:

-nglaht Model Filenamef_»

" "Source Term:

1
: 1 1.0000E+00
"c:\program files\radtrad3- 03\defaults\fgrlls&l2.inp
c:\program. flles\radtrad3 -03\defaults\b-b ast-fha.rft
'3.3600E+402 - : :

o SR e
"~ 0.0000E+00 9.7000E-01 = 3.0000E-02 1.0000E+00
_.Overlying Pool: o ' .

0 .
.0000E+00

0
0
0
0
Y

Compartments:
3

lCompartment 1:
-0

1
0
0
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B-B AST FHA in FHB - 1000cfm CR Unfilt Inleakage - 14 Day Decay - No CR Intake Filter Eff.00

0
0
0
0
0
m

Compartment 2:

0
1
0
0
0
0
0
0
0
m

Compartment 3:

.9150E+404

0
1
0
0
0
0
1
3
3
3.3600E+02 0.0000E+00 0.0000E+00 0.0000E+Q0
3.3€50E+02 0.0000E+00C 0.0000E+00 0.0000E+00
1.0560E+03 0.0000E+00 0.0000E+00 0.0000E+00
0
0
t
4
t
0
0
0
0
0
1
3
3.

Pathways
Pathway 1:
3600E+02 2.3600E-02 0.0000E+00 0.0000E+00 0.0000E+00
3.3650E+02 1.1800E-01 0.0000E+00 - 0.000CE+00 0.0000E+00
3.3800E+02 0.0000E+00 0.0000E+00 0.0000E+00 0.0000E+00
0
0
0
0
0
0
Pathway 2:
0
0
0
0
0
1
3
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3.3600E+02

Pa

Pa

Do

Lo
EA

oo RolleNa e NeNoNoNoNe Ne)

COO0OO0OO0OOHWWWHROODOOOMTOOOOOORWN I

3.3650E+02
1.0560E+03

hwéy 3:

.0560E+03

hway 4:

.3600E+02
.3650E+02
.0560E+403

.3600E+02 .

A

6.4240E+03
8.5750E+03

0.0000E+00

1.0000E+03

- 0.0000E+00

7.4240E+403
9.5750E+03
0.0000E+00

se Locations:

3

B
2
1
2 .

3.3600E+02
3.4400E+02 -

1
4 T
3.3600E+02

3.4400E+02

3.6000E+02
1.0560E+03

cation 1:

5.3600E-04
0.0000E+00

3.5000E-04
1.8000E-04
2.3000E-04
0.0000E+00

0.0000E+00
0.0000E+00
0.0000E+0Q0

0.0000E+00 .

0.0000E+00

1.0000E+402
1.0000E+02

© 0.0000E+00
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'0.0000E+00
0.0000E+00

~ 0.0000E+00

0.0000E+0G0

0.0000E+00 -

1.0000E+02
1.0000E+02
0.0000E+00

A | B-B AST FHA in FHB - 1000cfm CR Unﬁit Inleakage - 14 Day Decay - No CR Intake Filter Eff.00

0.0000E+00
0.0000E+00
0.0000E+00

0.0000E+00
0.0000E+00

1.0000E+02
1.0000E+02
0.0000E+00



v0~'

Locatlon 2

LPZ

2
1.

5',,:: . .

3.3600E+02  4.5000E-05
3.4400E+02  3.1200E-05
'3.6000E+02  1.4100E-05

"4,3200E+02  4.5400E-06

" 1.0560E+03  0.0000E+00
1. -

.4 .
3.3600E+02  3.5000E-04
3.4400E+02 1.8000E~-04

- 3.6000E+02  2.3000E-04
1.0560E+03 ~ 0.0000E+00

o K

Location 3:

“Control Room
S
o~
1

- 3.3600E402 3.5000E-04
"1.0560E+03 _ 0.0000E+00
1
4 ,

- 3. 36002+02 1.0000E+00 .
‘3.6000E+02  6.0000E~-01 .
"4.3200E+02  4.0000E~01

: ~1,0560E+03  0.0000E+00 -
.. .Effective Volume Location:

R A
3 _

"3.3600E+02  2.2200E-03 -
“3.3650E+402  2.2200E-03 .

“373800E+02  0.0000E+00

) Simulation Parameters:
o
3.3600E+02 1.0000E-02
3.4000E+02 1.0000E-01
3.4400E+02 0. oooox+oo

Output Filename:
C:\Documents and Settlngs\Aleem Boatright\My Documents\My Work\Exelon\Byron &
Braidwood\FHA\RADTRAD\Rev 1\B-B AST FHA in FHB.- 1000cfm CR Unfilt Inleakage,— 14
Day Decay - No CR Intake Fllter Eff.o0 .

OO R

End 'of Scenario Flle ""

B-BAST FHA in FHB - 1000cfm CR Uﬁﬁ_]t Inleakage - 14 Day Decay - No CR Intake Filter Eff.00
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B-B AST FHA in FHB - 1000cfm CR Unfilt Inleakage - 14 Day Decay - No CR Intake Filter Eff.00

#######################################################################
" RADTRAD Version 3.03 (Spring 2001) run on 11/15/2004° at 2:18:02
;"#######################################################################

‘V#######################################################################
. ° .- Plant Description’ '
: #######################################################################

} Number of Nuclldesv§¢‘60'

* Inventory Power = 1.0000E+00 MWth
" Plant- Power Level = 3.2222E+01 MWth

. Number of compartments = 3
Compartmeht information

. Compartment number . .1 (Source term fraction =. 1.0000E+00
) L
Name: Containment -
Compartment volume = 1.0000E+00 (Cubic feet)
.Compartment type is Normal
Pathways into and out of compartment 1
Exit Pathway -Number 1: Containment to Environment

Compartment number 2
Name: Environment
Compartment: type is Environment ‘
Pathways into.and out of compartment 2-
Inlet Pathway Number 1: Containment to Environment
Inlet Pathway Number 4: Exhaust Control Room to Environment
Exit Pathway Number 2: Filtered Intake Environment to Control Room
Exit Pathway Number 3: Unfiltered Inleakage Environment to Control Room

Compartment number 3
Name: Control Room
Compartment volume = 2.0000E+05 (Cublc feet)
Compartment type is Control Room
Removal devices Wlthln compartment
- Filter(s). .-
-~ Pathways into and out of compartment 3 : :
Inlet Pathway" Number . 2: Filtered Intake Env1ronment to Control Room
Inlet Pathway Number 3: Unfiltered Inleakage Environment to Control ‘Room
Ex1t Pathway -Number 4: Exhaust €ontrol Room to Environment

Total number of pathways = 4
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B-B AST FHA in FHB - 1000cfm CR Unfilt Inleakage -14 Day Decay - No CR Intake Filter Eff.o0

#######################################################################
" RADTRAD Version 3.03 (Spring 2001) run on 11/15/2004 at 2:18:02
'#######################################################################

f#######################################################################

: Scenario Description
E #######################################################################

Time“betweeh shutdown and first release = 3.36OOE+02 {(Hours)
RadioactiveAﬁecay is enabled

Release Fract;ons and Timings :
RELEASE MASS

GAP EARLY IN-VESSEL LATE RELEASE
. --0.,000050 hr 0.0000 hrs 0.0000 hrs {gm)

" NOBLES . . 1.0000E-01 0.0000E+00C 0.0000E+00 5.643E+00
IODINE '5.0000E-04 0.0000E+00 . 0.0000E+00 -6.675E-03
CESIUM 0.0000E+00 . 0.0000E+00 0.0000E+00 0.000E+00
TELLURIUM - " 0.0C00E+00 0.0000E+00 0.0000E+00 0.000E+Q0
STRONTIUM - 0.0000E+00 0.0000E+00 0.0000E+00 0.000E+00
BARIUM - 0.0000E+00 0.0000E+00 0.0000E+00 0.000E+00
RUTHENIUM - 0.0000E+00 0.0000E+00 0.0000E+00 0.000E+00
CERIUM - '0.0000E+00 0.0000E+00 - 0.0000E+00 0.000E+00
LANTHANUM ‘0.0000E+00 0.0000E+00 0.0000E+00 0.000E+00
Inventory Power = 32. MWt

"Nuclide Group Specific half Whole Body Inhaled Inhaled

Name Inventory life DCF Thyroid Effective
DR (Ci/MWt) (s) (Sv-m3/Bg-s) (Sv/Bq) (Sv/Bq)
Kr-85 .= .1 5.702E+02 3.383E+08 1.190E-16 0.000E+00  0.000E+00
Kr-85m 1 8.592E+03 1.613E+04 7.480E-15 0.000E+00 0.000E+00
Kr-87. 1 1.696E+04 4.578E+03 4.120E-14 0.000E+00 0.000E+00
Kr-88 ~ 1  2.392E+04 1.022E+04 1.020E-13  0.000E+00- 0.000E+00
'I-131.. © 2  4.274E+404 6.947E+05 1.820E-14  2.920E-07  8.890E-09
1-132 2 3.863E+04 8.280E+03 1.120E-13 1.740E-09 1.030E-10

. I-133° 2. 5.529E+04 7.488E+04 2.940E-14 4,860E-08 1.580E-09
. I-134 .. 2 6.143E+404 3.156E+03 1.300E-13 2.880E-10 3.550E-11
o I-135 2 5,159E+404 .2.380E+04  8.294E-14 8.460E-09 3.320E-10

¥e-133 - 1  5,396E+04 4.532E+05 ~ 1.560E-15 - 0.000E+00 - 0.000E+00
Xe-135 1~ 1.532E+04 "3.272E+04 - '1.190E-14 0.000E+00 0.000E+00
Iodine fractions’ A .

" Aerosol = " 0.0000E+00 -

"Elemental =  9.7000E-01

Organic: =. 3.0000E-02
COMPARTMENT DATA
Compartment number '1: Containment .

Compartment number 2: Environment. -

Compartment number 3: Control Room
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‘ . B-BAST FHA in FHB - IOOOcﬁn CR Unfilt Inleakage - 14 Day Decay - No CR Intake Fi’hér Eff.00.

Compartment’Filter Data

Flow Rate Filter Efficiencies (%)

' Time (hr)

A g (cfm) Aerosol Elemental Organic
3.3600E+402 3.9150E+04 " 0.0000E+00  0.0000E+0C = 0.0000E+00
3.3650E+02 ‘3.9150E+04  0.0000E+00  0.0000E+00 ~ 0.0000E+00

3.9150E+04° 0.0000E+00  0.0000E+00  0.0000E+00

1.0560E+03
' PATHWAY DATA
'Pathﬁéy numberA 1: Containmént to Environment
"'Péthway-Filter: Rembvai Data

Filter Efficiencies (%)

| Time (hr) Flow Rate

f o © fcfm) Berosol Elemental Organic

i 3.3600E+02  2.3600E-02 0.0000E+00 0.0000E+00°  0.0000E+00

: 3.3650E+02 -1.1800E-01 0.0000E+00 0.0000E+00 0.0000E+00
3.3800E+02 0.0000E+00 0.0000E+00

0.0000E+00 0.0000E+00

Pathway number 2: Filtered Intake Environment to Control Room

‘Pathway Filter: Removal Data .

Time " (hr)

3.3600E+02"
3.3650E+402
1.0560E403

Filter Efficiencies

"Flow. Rate

(cfm) Aerosol
6.4240E+403 0.0000E+00
8.5750E+03 0.0000E+00
0.0000E+00- 0.0000E+00

(%)

‘Elemental Organic

0.0000E+00 0.0000E+00
0.0000E+00 0.0000E+00
0.0000E+00 0.0000E+00

Pathway number 3: Unfiltered Inleakage Environment to Control Room

Pathway Filter:

Time (hr)

3.3600E+02
1.0560E+403

Removal Data

Flow Rate

(cfm) Aerosol
1.0000E+403 0.0000E+00 -
0.0000E+00

0.0000E+00

Filter Efficiencies (%)

Elemental Organic
0.0000E+00 0.0000E+00
0.0000E+00

0.D8000E+00

Pathway'number 4:- Exhaust Control Room to Environment

- Pathway Filter:
Time (hr)
3.3600E+02

© 3.3650E402
1.0560E+03

LOCATION DATA
" . Location EAB

_Location X/Q Data

. ~Time (hr)
© 3,3600E+02
- 3.4400E+02

Removal Data

Flow Rate

0.0000E+00"

Filter Efficiencies (%) .

-~ is in compartment 2

s * m~-3)

. %,-3600E-04
0.0000E+00
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{cfm) - -Aerosol - " Elemental ° ~ Organic
7.4240E+03 1.0000E+02 ~-1.0000E+02 '1.0000E+02
. 9.5750E+03 1.0000E+02 1.0000E+02 1.0000E402
0.0000E+00 0.0000E+00

0.0000E+00



‘B-BASTFHA in FHB - 1000cfm CR Unfilt Inleakage - 14 Day Decay - No CR Intake Filter Eff.00

Location Breathing Rate Data

Time (hr) - Breathing Rate (m”3 * sec”-1)
3.3600E+02 B 3.5000E-04
3.4400E+02 1.8000E-04
3.6000E+02 2.3000E-04
1.0560E+03 0.0000E+00

~ Location LPZ - . is in'compartment = 2

USER’

Location X/Q Data

Location ControlxROOm

Location X/Q Data - -

* Time (hr) L X/Q (s * m”=3)
3.3600E+02 - 4.5000E-05
3.4400E+02 3.1200E-05

" 3.6000E+02 1.4100E-05
- 4,3200E+02 4.5400E-06
1.0560E+03 0.0000E+00

Location Breathing Rate Data

Time (hr) . Breathlng Rate (m*3 * sec”-1)
3.3600E+02 3.5000E-04
3.4400E+02 1.8000E-04
3.6000E+02. 2.3000E-04
1.0560E+403 0.0000E+00

is in compartment 3

Time (hr) =~ . X/Q (s * m*-3)
3.3600E+02 2.2200E-03
3.3650E+402 2.2200E-03
3. 3800E+02 : 0.0000E+00
Location Breathlng Rate Data
Time (hr) C Breathing Rate (m"3 * sec”-1)
3.3600E+02 ' 3.5000E-04
1.0560E+03 0.0000E+00
Location Occupancy Factor Data
Time ¢hr) .- Occupancy Factor
3.3600E402 - - 1.0000E+00
3.6000E+02 6.0000E-01
4.3200E+02 L 4.0000E-01
1. 0560E+03E ;'m O 0000E+00
SPECIFIED TIME 'STEP. DATA - SUPPLEMENTAL TIME STEPS
Time “Time step
0.0000E+00 - ,‘,,1 0000E-02
.4.0000E+00 .~ 1,0000E-01

- 8.0000E+00  0.0000E+00
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'B-BAST FHA in FHB - 1000cfm CR Unfilt Inleakage - 14 Day Decay - No CR Intake Filter Eff.00

FHEBEER BRI AR R R R R R R

RADTRAD Version 3.03 (Spring 2001) run on 11/15/2004

at '2:18:02

#######################################################################

44 # # ##H#E #4444
# # # SN . #
# # % - # # # #
#0444 fH444
# # - # # # #

# # ¢ # # #

##44 # #

##44

H= e e e e e

#444

f\####################################################################
Dose Output
####################################################################

; EAB Doses:

‘Time (h) = 336.0000
Delta dose (rem) ’
Accumulated dose (rem)
LPZ Doses

Time (h) = 336: 0000
Delta dose (rem)
“Accumulated dose (rem)

Control'Roém‘Déses:

Time - (h) -= 336.0000
Delta dose (rem)

© Accumulated dose (rem)

 3'EAB Doses: '
‘Time (h) = 336.5000

" Delta dose {(rem)
Accumulated dose (rem)
LPZ bdses:  '

Time (h) = 336.5000
Delta dose {(rem)

- Accumulated dose (rem)

Control Room'Doses:

Time (h) = 336.5000
Delta dose (rem)
Accumulated dose (rem)

Whole Body

Whole Body
. 3.2721E-06
3.2721E-06

Whole Body
2.7471E-07

2.7471E-07

Whole Body
3.9823E-11
3.9823E-11

Whole Body‘

4.6840E-02
4.6843E-02

Thyroid

"1.4777E-03

1.4777E-03

Thyroid

1.2406E-04
1.2406E-04

Thyroid

3.4077E-07
3.4077E-07

. Thyroid

2.1161E+01

3.9325E-03 -

3.9327E-03

Whole Body
4.4503E-03
4,4503E-03

2.1163E+01

Thyroid

1.7766E+00

1.77671E+00

Thyroid
3.8102E+401
3.8102E+01

o

TEDE

.8261E-05
.8261E-05

TEDE

.0518E-06 -
.0518E-06

TEDE

.0415E-08
.0415E-08

“TEDE
.9110E-01
.9115E~-01

TEDE

.8021E-02
.8025E~02

~ TEDE :
.1645E+00
.1645E+00
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| EAB Doses:
‘Time (h) = 338.0000

' Delta dose. (rem)
Accumulated“dose (rem)
- LPZ Doses:

© Time (h} = 338.0000
Delta dose (rem)
Accumulated dose- (rem)
Contrbl.Room Doses:
Time ¢h)y = 338.0000
Delta dose (rem)
Accumulated dose (rem)
EAB Doses:
Time (h) = 344.0000
Delta dose (rem)
Accumulated dose (rem)
LPZ Doses:
Time (h) = 344.0000
Delta dose . (rem)
Accumulated dose (rem)

Control Room Doses:

Time (h) = 344.0000
Delta dose (rem)

Accumilated dose (rem)

" EAB Doses: .
‘Time (h)'=‘3sb.ooop

Delta dose (rem)
Accumulated dose (rem)

LP2 Doses: -

Time (h) = 360.0000 .

Delta dose (rem)

Accumulated dose (rem)
" Control Room Doses:'v

Time (h) = 360.0000

Delta dose (rem)

Accumulated dose (rem}

EAB Doses:

Whole Body
4.5382E-02
9.2226E-02

Whole Body
3.8101E-03

7.7428E-03"

Whole Body
1.4090E-02
1.8540E-02

Whole Body

0.0000E+00
9.2226E-02

Whole dey
0.0000E+00
7.7428E-03

Whole Body
2.8178E~04

1.8822E-02"

Whole Body
0.0000E+00
9.2226E-02

Whole Body

0.0000E+00
7.7428E-03

Whole Body:
8.9949E-12

1.8822E-02
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Thyroid
2.0518E+01
4.1680E+401

Thyroid
1.7226E+400
3.4993E+00

Thyroid

"1.2076E+02

1.5886E+402

Tthoid

0.0000E+00
4.1680E+01

Thyroid
0.0000E+00
3.459%3E+00

"Thyroid

2.4210E400

1.6128E+402

Thyroid
0.0000E+00

'4,1680E+01

Thyroid

'0.0000E+00
' 3.4993E+00

Thyroid -
7.8086E-08
1.6128E+402

TEDE
6.7005E-01
1.3612E+400

TEDE
5.6254E-02
1.1428E-01

TEDE
3.6907E+00
4.8552E+400

TEDE
0.0000E+00
1.3612E+00

' TEDE
0.0000E+00
1.1428E-01

TEDE
7.3991E-02

4.9291E+00

TEDE
0.0000E+00
1.3612E+00

TEDE
0.0000E+00
1.1428E-01

TEDE
2.3863E-09

- 4.9291E400



Time (h) = 432.0000
Delta dose (rem)

"Accumulated dose (rem)
-ZLPZ‘Dbses:

‘Time (h)- = 432.0000

Delta dose (rem) -

 Accumulated dose (rem)

Control Room Doses:

Time (h) = 432.0000
Delta dose (rem)

" Accumulated dose (rem)
EAB Doses:

“Time ‘(h) =1056.0000

Delta dose .(rem) .

' Accumulated dose (rem)

LPZ Doses:

Time (h) =1056.0000 -
Delta. dose (rem)

Accumulated dose (rem) -

-+ Control Room Doses:

Time (h) =1056.0000

" Delta dose (rem)

Accumulated dose (rem)

668

Whole Body

- 0.0000E+00

9.2226E-02

Whole Body

0.0000E+00
7.7428E-03

Whole Bédy
3.1044E-31
©1.8822E-02

- Whole Body

0.0000E+00
9.2226E-02

Whole Body
0.0000E+00
7.7428E-03

Whole Body
2.1328-121
1.8822E-02

Thyroid
0.0000E+00
4.1680E+01

‘Thyroid

0.0000E+00
3.4993E+00

- Thyroid

2.7691E-27
1.6128E+02

Thyroid
0.0000E+00
4.1680E+01

Thyroid

0.0000E+00
3.4993E+00

Thyroid
2.1514-117
1.6128E+402

.~ TEDE

0.0000E+00

'B-B AST FHA in FHB - IDOOCfm CR Unﬁ]t Infeakage - 14 Day Decay - Np CR Intake Filter Eff.00

1.3612E+00

TEDE
0.0000E+00

1.1428E-01 -

" TEDE -

' 8.4615E-29

4.9291E+00

TEDE
0:0000E+00
1.3612E+400

TEDE
0.0000E+00
1.1428E-01

 TEDE
6.5712-119
4.9291E+400

v;‘##ﬁ#################################################################
g I-131 Summary .
(AR A AR R R Eaaid st st it i asisd st tdadasas st ssis i it dliidi

L Containment - Environment . Control Room
Time (hr) I-131 {Curies) - I1-131 (Curies) - I-131 {(Curies)
'336.000 - 2.0595E+02 . - 7.2907E-03 . 5.6707E-05
336.260 . 1.4240E+02 6.3399E+01 - © 3.6761E-01"
'336.500 ° ©1.0128E+02 1.0441E+02 '1 4,5849E-01

. 336.750 . 1.7236E+01 1.8841E+02 ... 7.6545E-01
1 337.000 2.9332E+00 2.0270E+402 4.6520E-01

© 337.250 . 4.9918E-0} - © 2.0514E+02 2.4236E-01

..337.500 8.4950E-02 2.0555E+02 1.2075E-01

. 337.750 '1.4457E-02 " 2.0562E+02 - - 5.9290E-02
. 338.000 .2.4603E-03 .- 2.0563E+02 - °2.8965E-02
1338.250, °  2.4581E-03 " - - 2.0563E+02 - 1.4113E-02

- 338.500 ' 2.4559E<03 . - . 2.0563E+02 = 6.8760E-03 "

~. 338.750- 2.4537E-03 2.0563E+02 . '3.3502E-03 -

7°339.000 © 2.4514E-03::: 2.0563E+02.. - 1.6323E-03
'339.250 "~ 2.4492E-03 2.0563E+02 - 7.9530E-04
339.500 2.4470E-03 2.0563E+02 3.8749E-04
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339,750 2.4449E-03 .0563E+02

3z 2 1.8880E-04
- '340.000 2.4427E-03 2.0563E402 9.1988E-05
. °340.400 '2.4392E-03 2.0563E+02 2.9114E-05
340.700 - 2.4365E-03 ©2.0563E+02 - 1.2285E-05
©341.000 2.4339E-03 © 2.0563E+02 . 5.1839E~06
341.300 2.4313E-03 2.0563E402 2.1874E~06
341.600 2.4287E-03 2.0563E+02 9.2303E-07
341.900 2.4260E-03 -2.0563E402 3.8949E-07
342:200 2.4234E-03 . 2.0563E+02 1.6435E-07
342,500 2.4208E-03 2.0563E+02 6.9351E-08
"342.800 2.4182E-03 2.0563E402 2.9264E-08
343.100 2.4156E-03 " 2.0563E402 1.2348E-08
343.400 2.4130E-03 2.0563E+02 5.2106E-09
343.700 2.4104E-03 2.0563E+02 2.1987E-09
344.000 2.4078E~03 2.0563E+02 9.2778E-10

- 344.300 2.4052E~03 2.0563E+02 3.9149E-10
344.600 '2.4026E-03 2.0563E+02 1.6520E-10
344,900 2.4000E-03 | 2.0563E+02 6.9708E-11

1 345.200 2.3975E-03 2.0563E+02-- 2.9414E-11
345,500 2.3949E-03 2.0563E+02 1.2412E-11
1'345.800 2.3923E-03 2.0563E+02 5.2374E-12
346.100 2.3897E-03 2.0563E+02 - 2.2100E-12

© 346.400 2.3871E-03 2.0563E+402 9.3256E-13
360.000 2.2733E-03 2.0563E+02 9.5998E-30

. 432.000 1.7552E-03 - 2.0563E402 ©1.1188-119
1056.000 1.8658E-04 2.0563E402 0.0000E+00

BEREEFERERE R R R R R R R R R R
: S Cumulative Dose Summary
FHAAA AR AE AR A AR A A AR AR A I A B A A FREATHRERE AR HH A AR R R AR

~ EAB’
Thyroid - .

LPZ
Thyroid TEDE

Control Room

Time . TEDE Thyroid TEDE

(hr)
336.000
336.260
336.500
336.750
337.000

337.250

.'337.500

< 337.750
-+ .338.000
©..338.250
338.500
338.750
339.000
339.250

- 339.500
339.750
-340.000

+340.400

T..340.700
t341.000
341.300

© 341.600
341.900

(rem)
0.0000E+00
1.2851E+01
2.1163E+01
3.8189E+01
4.1087E+01
4.1580E+01
4.1664E+01
4.1678E+01
4.1680E+01

4.1680E+01

4.1680E+01
4.1680E+01
4.1680E+01-
4.1680E+01 .
4.1680E+01
4.1680E+01
4.1680E+01.
4.1680E+01
4.1680E+01"
4,1680E+01"
4.1680E+01
4.1680E+01
4.1680E+01

(rem)
0.0000E+00

'4.1969E-01

6.9115E-01
1.2472E400

'1.3418E+400

1.3579E+00

'1.3607E+00

1.3611E+400

:1.3612E400

1.3612E+00

1.3612E+00

1.3612E+00
1.3612E+00

1.3612E+00.
1.3612E+00
‘}.3612E+00.

1.3612E+00
1.3612E+00
1.3612E+00

-1.3612E+00

1.3612E+400
1.3612E+00
1.3612E+00

(rem)
0.0000E+00
1.0789E+00
1.7767E+QQ
3.2062E+00
3.4494E+400
3.490BE+00
3.4979E+0Q0
3.4991E+00

3.4993E+00

3.4993E+00
3.4993E+00
3.4993E+00
3.4993E+00
3.4993E+00
3.4993E+00

3.4993E+00"

3.4993E+00
3.4993E+00
3.4993E+00

3.4993E+00-

3.4993E+00
3.4993E+00
3.4993E+00
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(rem)
0.0000E+00
3.5235E-02
5.8025E-02

1.0471E-01

1.1265E-01
1.1400E-01
1.1423E-01
1.1427E-01
1.1428E-01
1.1428E-01
1.1428E-01
1.1428E-01
1.1428E-01
1.1428E-01
1.1428E-01
1.1428E~01
1.1428E-01
1.1428E-01

"1.1428E-01

1.3428E-01

1.1428E-01

1.1428E-01
1.1428E-01

{rem)
.0000E+00
.3524E+01
.8102E+01
.2865E+01
.1995E+02
1.4061E+02
1.5112E+02
1.5632E+02
1.5886E+02

oo W= o

1.6010E+02

1.6071E+02
1.6100E+02
1.6115E+02
1.6122E+02
1.6125E402
1.6127E402

1.6128E+02

1.6128E+02
1.6128E402
1.6128E+02
1.6128E+02
1.6128E+02
1.6128E+402

(rem)
0.0000E+00
4.1333E-01
1.1645E+00
2.5325E+400
3.6658E+00
4,.2973E+00

4.6186E+00

4.7774E400
4.8552E+00
4.8931E+00
4.9116E+00
4.9206E+00

4.9250E+00

4.9271E+00
4.9281E+00
4.9287E+00
4.9289E+00

"4.9291E+00
‘4.9291E+400

4.9291E+00
4.9291E+00
4.9291E+00
4.9291E+00



B-B AST FHA in FHB - 1000cfm CR Unfilt Inleakage - 14 Day Decay - No CR 1ntake Filter Eff.00

342.200
. 342.500
" 342.800
343.100

© . 343.400

343,700
344,000
© 344.300
©344.600

344.900

©345.200
1345.500
 345.800
346.100
346.400

© 360.000
432.000
1056.000

4.1680E+01
4.1680E+01

4.1680E+01

4.16B0E+01
4.1680E+01.

4,1680E+01

4,.1680E+01
4.,1680E+01
4.1680E+01
4.1680E+01
4.1680E+01 .

4.1680E+01"

4.1680E+01
4.1680E+01
4.1680E+01
4.1680E+01
4.1680E+01

4'1680E+01

1.3612E+00
1.3612E+400
1.3612E+00
1.3612E+00
1.3612E+00

1.3612E+00

1.3612E+00
1.3612E+00
1.3612E+400
1.3612E+00
1.3612E+00
1.3612E400

1.3612E+00

1.3612E400
1.3612E+00
1.3612E+00

‘1.3612E400

1.3612E+00

3.4993E+00
3.4993E+00
3.4993E+00
3.4993E+00

3.4993E400

3.4993E+00
3.4993E400
3.4993E+00
3.4993E+00
3.4993E400
3.4993E+00
3.4993E+00

3.4993E+00:

3.4993E+00
3.4993E+00
3.48993E+00
3.4993E+00

-3.4993E+00.

Ll el e e e R = TN I ST APy

.1428E-01
.1428E-01
.1428E-01
.1428E-01
.1428E~01
.1428E-01
.1428E-01
. 1428E-01
.1428E-01
.1428E-01
.1428E~-01
.1428E-01
.1428E-01
.1428E-01
.1428E-01
.1428E-01
.1428E-01
.1428E-01

1.6128E+402

1.6128E+02
1.6128E+02
1.6128E+02
1.6128E+02
1.6128E+02

1.6128E+02

1.6128E+402
1.6128E+402

1.6128E+02

1.6128E+402
1.6128E+02
1.6128E+02

1.6128E+02

1.6128E+402
1.6128E+02

1.6128E+402

1.6128E+02

[T A Y - - - - N . T G, U . NS G .

.9291E+00
.9291E+00
.9291E+00
.9291E400
.9291E+00
.9291E+00
.9291E+00
.9291E+400
.9291E+00 .
.9291E+00
.9291E+00
.9291E+400
.8291E+00
.9291E+400
.9291E+00
.9291E+00
.9291E+00
.9291E+00

   ####################################################################

Worst Two-Hour Doses

'####################################################################,

EAB

Time

(hr)
336.0

Whole -Body
_{rem)

9.2226E-02

Thyroid
{rem)
4.1680E+

TEDE

{(remy
1.3612E+00

01
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B-B AST FHA in FHB - 1000cfm CR Unfilt Inleakage — 6 hour Decay with FHB Filtration.o0

‘#######################################################################
. RADTRAD Version 3,03 {Spring 2001) run on 11/22/2004 -at 10:08:34
';#######################################################################

: #######################################################################
File information :
#######################################################################

Plant file . ' C \Documents and Sett1ngs\x9081\My Documents\B-B AST FHA in

. FHB - 1000cfm CR. Unfllt Inleakage - No Decay with FHB Filtration 6éhrs.psf

{ : Inventory file : ‘C:\Documents and Sett1ngs\x9081\My Documents\Byron-

| ) Braidwood AST FHA Source Terms.nif

i Release file . . = C: \Documents and Sett1ngs\x9081\My Documents\B-B AST-

: FHA.rft : :

Dose Convér51on flle = c:\p:ogram flles\radtrad3.03\defau1ts\fgr11&12.1np,

#H444 HH#4  Hi44 4 # # HE44E 4 # HEddd
# ¥ 4 # ' #  #4 ¥ 4 # # # 4
# # # - # ’ # # 4 # # t & # #
#H#44 HHH4 #E## #0048 4 4 #eded. 4 # #
# ' o4 I 2 D 2 A # # #
# # & # # - #F & # # #

# LI | # 4 #H44 #

TR T 1T

Radtrad 3.03 4/15/2001
Byron/Braidwood AST FHA - in FHB - No Decay with FHB. Flltratlon
Nuclide Inventory File:
" C:\Documents and Sett1ngs\x9081\My Documents\Byron -Braidwood AST FHA Source
Terms.nif
‘Plant Power Level:
-3.2222E+401
Compartments:
3 . :
Compartment 1:
Containment
. 3
1.0000E+00

0
0
0

0.

(o]

,Compaftment 2:
: . Environment -
2
’ O.QOQOE%OO.

0 -

S0
0 .
0
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B-BASTFHA in FHB - lpOchm CR Unfilt Inleakage — 6 hour Decay with FHB Filtration.o0

v c
: Compartment 3:
VConirol Room
1

2. 0000E+05

OO OO

Pathways:
4.
Pathway 1:
- Containment to Environment
1 S . ,
2
2
. Pathway 2: . \
Filtered Intake Env1ronment to Control Room
2 . .
3
2
Pathway 3: » ~
Unfiltered Inleakage Environment to Control Room -
2
3
5
Pathway 4:
.. Exhaust Control Room to Environment
3 .
2
2 .
~ 'End of Plant Model File
Scenario Description Name:

 Plant Model Filename:

Source Term:
1
. 11 OOOOE+OO
c:\program files\radtrad3. 03\defau1ts\fgr11&12 inp
C:\Documents and. Sett1ngs\x9081\My Documents\B~-B AST- FHA.rft
" 6.0000E+00 .
0 | R
L0 0000E+00 9. 7000E 01'? 3.00QOE-02 1.0000E+00
‘.0verly1ng Pool:. . . S S S
o S
0. 0000E+00
0
0
0
0

S COmpartments:':’i e

o3 :

- Compartment 1: . .
0 v

1
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B-B AST FHA in FHB - ]OOchm CR Unfilt Inleakage - 6 hour,Decay‘with FHB Filtration.o0

[ Bea)

EleNeoNoNeNe]

partment 2:

partment 3:

,9150E+04

WWHOOOOHOE OO0 OOO RO

6.dQOOB+00 0.0000E+00  0.0000E+00 0.0000E+00
6.5000E+00 - 8.0000E+01 9.0000E+01 9.0000E+01 -
7.2600E+02 -~ 0.0000E+00 0.0000E+00 . 0.0000E+00
0
Pathways:
4 :
Pathway 1:

.0000E+00 - 2.3600E-02  9.9000E+01  9.0000E+01 _ 9.0000E+01
.5000E+00  1.1800E-01. 9.9000E+01- 9.0000E+01  9.0000E+01
.0000E+00 0.0000E+00  0.0000E+00- 0.0000E+00  0.0000E+00

SO WHrROOOOO

hway 2:

COoO0OCO+T OO0 ®
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B-B AST FHA in FHB - 1000cfm CR 'Unﬁlt Inleakage — 6 hour Decay with FHB Filtration.o0

1
6.0000E+00  6.4240E+03 0.0000E+00" 0.0000E+00 0.0000E+00
6.5000E+00 8.5750E+03 9.9000E+01 9.5000E+01 9.5000E+01
7.2600E+02  0.0000E+00  0.0000E+00  0.0000E+00  0.0000E+00 -~
0 : : o : ’ . :
,o.,,
0
Ov
0
0
Pathway 3:
0
0
0

.0000E+00 1.00dOE+O3 0.0000E+00 0.0000E+00 - 0.0000E+00-
.2600E+02" 0.0000E+00 0.0000E+00 0.0000E+00 0.0000E+00

Pathway 4:

.0000E+00 ~ 7.4240E+03  1.0000E+02  1.0000E+02  1.0000E+02
.5000E+00 - 9.5750E+03  1.0000E+02  1.0000E+02  1.0000E+02
.2600E+02 ~ 0.0000E+00  0.0000E+00  0.0000E+00  0.0000E+00

OOO_DOO\IO\G\Q)HOOOOO”OOOOOO<\IO\NP—‘OO

" Dose Locations:

3
Location 1:-
" _EAB '
2.
1
2. L
6.0000E+00 - 5.3600E-04
1.4000E+01 - " 0.0000E+00
4. 0 e
6.0000E+00 ~ 3.5000E-04
1.4000E401 1.8000E-04
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B-B AST FHA in FHB - 1000cfm CR Unfilt Inleakage — 6 hour Decay with FHB Filtration.o0 '

3.0000E+401 2.3000E-04
7.2600E+02 0.0000E+00
0
Location 2:
LPZ
2
1
5
6.0000E+00 4.5000E-05
1.4000E+01 3.1200E-05
3.0000E+01 1.4100E-05
1.0200E+402 4.5400E-06
7.2600E+02 0.0000E+00
1
4
6.0000E+00 3.5000E-04
1.4000E+01 1.8000E-04
3.0000E+01 2.3000E-04
7.2600E+02 0.0000E+00
0
Location 3:
Control Room
3
0
1
2
6.0000E+00 3.5000E-04
7.2600E+02 0.0000E+00
1
4
6.0000E+00 1.0000E+00
3.0000E+401 6.0000E-01
1.0200E+02 4.0000E-01
7.2600E+402 0.0000E+400
Effective Volume Location:
1
3
6.0000E+00 2.2200E-03
6.5000E400 2.4600E-03
8.0000E+00 0.0000E+00
Simulation Parameters:
3
6.0000E+0Q0 1.0000E-02
1.0000E+401 1.0000E-01
1.4000E+01 0.0000E+00

Output Filename:
C:\Documents and Settings\x9081\My Documents\B-B AST FHA in FHB - 1000cfm CR
Unfilt Inleakage - No Decay with FHB Filtration 6hrs.o0
1

O O+ s

End of Scenario File
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B-B AST FHA in FHB - 1000cfm CR Unfilt Inleakage — 6 hour Decay with FHB Filtration.o0

- #######################################################################
: RADTRAD Version 3.03 (Spring 2001) run on 11/22/2004 at 10:08:34
_#######################################################################

#######################################################################

Plant Description
#######################################################################

Number of Nuclides - 60

vInventofy»Power = 1.0000E+00 MWth
Plant Power Level = . 3.2222E+01 MWth

3

" Number of compartments
* Compartment information

Compartment number .1 (Source term fraction = 1.0000E+00
) _ : i
Name: Containment , v
Compartment volume =  1.0000E+00 (Cubic feet)
Compartment type is Normal
Pathways into and out of compartment. 1

Exit Pathway Number 1: Containment to Environment

Compartment number 2
Name: Envirenment
Compartment type is Environment
Pathways into and out of compartment 2
Inlet Pathway Number 1: Containment to Environment
Inlet Pathway Number 4: Exhaust Control Room to Environment -
Exit Pathway Number 2: Filtered Intake Environment to Control Room
Exit Pathway Number 3: Unfiltered Inleakage Environment to Control Room

Compartment -number” 3
~ Name: Control Room ‘
Compartment volume = - 2.0000E+05 (Cubic feet)
Compartment. type is Control Room
Removal. devices w1th1n compartment.
. Filter(s) . .
- Pathways "into and out of compartment 3 :
Inlet Pathway Number . 2: Filtered.Intake Environment to Control Room
_Inlet Pathway Number 3: Unfiltered Inleakage Environment to Control Room
- Exit Pathway Number 4:. Exhaust Control Room to. Env1ronment

" Total number of pathways #__ 4
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. Time between‘shutdoﬁn,and'first'release =

: COmpértmenﬁgnumber 1:

.7Com§artment‘humber

B-B AST FHA in FHB - 1000cfm CR Unﬁli _Inleakag: - 6 hour Decay with FHB Filtration.o0

‘######################ﬁ######*#########################################

RADTRAD Version 3.03 (Spring 2001) run on 11/22/2004 at 10:08:34

#######################################################################

~#######################################################################

Scenario Description-

‘ #######################################################################.

6.0000E+00 (Hours)

Radioactive Decay is enabled

Release Fractions and Timings'

GAP 3_" EARLY IN- VESSEL LATE RELEASE RELEASE MASS
o 0.000050 hr 0.0000 hrs . 0.0000 hrs (gm)
NOBLES 1.0000E-01 0.0000E+00 0.0000E+00 5.643E+00
- IODINE 5.0000E-04 0.0000E+400 . 0.0000E+00 - 6.675E-03
. CESIuM .0.0000E+00 0.0000E+0QC . 0.0000E+00 0.000E+00
TELLURIUM 0.0000E+00 0.0000E+00 - . - 0.0000E+00 0.000E+00
STRONTIUM 0.0000E+00 0.0000E+00 0.0000E+00 - 0.000E+00
BARIUM -~ 0.0000E+00 0.0000E+00 0.0000E+00 0.000E+00
RUTHENIUM 0.0000E+400 0.0000E+00 0.0000E+00 0.000E+00
CERIUM 0.0000E+00 0.0000E+00 0.0000E+00 0.000E+00"
LANTHANUM 0.0000E+400 0.0000E+00 0.0000E+00 0.000E+00 -
Inventory Power = 32. MWt.
Nuclide Group Specific haif Whole Body Inhaled’ Inhaled
Name " Inventory life ' DCF Thyroid Effective
o (Ci/MWt)  © {s) 7 (Sv-m3/Bg-s) " (Sv/Bqg) (Sv/Bqg)
Kr-85 1 5.702E+02 3.383E+08 1.190E-16 0.000E+00 0.000E+00
Kr-85m 1 8.592E+403 1.613E+04 -~ 7.480E-15 0.000E+00 0.000E+00
" . Kr-87 "1 1.696E+04 4.578E+03  4.120E-14  0.000E+00 0.000E+00
Kr-88 1 2.392E+404 1.022E+04 1.020E-13 ' 0.000E+00 0.000E+00
I-131. . 2 4.274E+04 6.8947E+05 1.820E-14 2.920E-07 - 8.890E-09
I-132 -2 3.863E+04 8.280E+03 1.120E-13 . 1.740E-09 1.030E-10
I-133. 2 5.529E+04 "~ 7.488E+04 @ 2.940E-14 4.860E-08 1.580E-09
I-134 2 '6.143E+04 '3.156E+03 1.300E-13 2.880E-10 3.550E-11
I-135 2 . 5.159E+404 2.380E+04 = 8. 294E-~14 B8.460E-09 . 3.320E-10
Xe-133 - 1 5.396E+04 4.532E+05, . - 1.560E-15 - 0.000E+00 0.000E+00
Xe-135 . 1 ~ 1.532E+04 3.272E+04 1.190E-14 - 0.000E+00 . 0.000E+00
‘Iodine fractions o :
' " Reérosol . = _ 0.0000E+00
‘Elemental =  9.7000E-01
- Organic. = = .

3.0000E-02 -

 COMPARTMENT DATA

Containmentv
© 2: Environment = -

Compartment number  3: Control Room
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.~ B-BAST FHA in FHB - 1000cfm CR Unfilt Inleakage ~ 6 hour Decay with FHB Filtration.o0

Compartment Filter Data

Filter Efficiencies (%)

- Time (hr) Flow Rate
N . " . (cfm) . Rerosol Elemental Organic
-6.0000E+400 3.9150E+04 0.0000E+00 - '0.0000E+00 0.0000E+00
©6.5000E+00 3.9150E+404 8.0000E+01 9.0000E+01 = 9.0000E+01
7.2600E+02 . ~ 3.9150E+04 0.0000E+00  0.0000E+00 0.0000E+00

PATHWAY DATA
‘Pathwayknumber 1: C@ntainment‘to Environment
Pathway Filter: Removal Data

Flow Rate Filter Efficiencies (%)

Time (hr)

: . (cfm) Aerosol Elemental-  Organic

6.0000E+400" 2.3600E-02 . 9.9000E+401 9.0000E+01 9.0000E+01

6.5000E+00 1.1800E-01 9.9000E+01  9.0000E+01 9.0000E+01
.- 8.0000E+00 0.0000E+00- 0.0000E+00 0.0000E+00

0.0000E+00
" Pathway number ' 2: Filtered Intake Environment to Control Room

PathWay Filte:: Removal Data

‘Time (hr) Flow Rate Filter Efficiencies (%)
) _ (cfm) " RAerosol Elemental Organic
- 6.0000E+00 6.4240E+03 0.0000E+00 0.0000E+00 0.0000E+00
6.5000E400 8.5750E+03 9.9000E+01 9.5000E+01 9.5000E+01
7.2600E+402 0.0000E+400 - 0.0000E+00

Pathway Filter: Removal Data

0.0000E+00

0.0000E+00.

Pathway number 3: Unfiltered Inleakage Environment to Control Room

~Time (hr) Flow Rate Filter Efficiencies (%)

: . (cfm) Rerosol Elemental Organic
6.0000E+00 1.0000E+03 0.0000E+00 0.0000E+00 0.0000E+00
7.2600E+02 0.0000E+00 0.0000E+400 0.0000E+00 0.0000E+00

»4:'»PéthﬁayiFiltéf:‘Remdﬁal'Data

- Flow Rate

Pathway number 4: Exhaust Control Room to Environment

Filter Efficiencies (%)

" _.Time’ (hr)
ST ‘ (cfm) - - Aerosol Elemental Organic
.. 6.0000E+00  ..7.4240E+03 1.0000E+02 - 1.0000E+02 . 1.0000E+02
-.6.5000E+00 9.5750E+403  1.0000E+02  1.0000E+02 1.0000E+02
. 7.2600E402

0.0000E+00

0.0000E+00

0.0000E+00

0.0000E+00

" LOCATION DATA , : , :
lLocation EAB ~is in compartment 2. .
' Location X/Q Data '~ .

- Time  (hr) -
- 6.0000E+00 5.3600E-04
~ 1.4000E+01

 0.0000E+00
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B-BASTFHA in FHB -1 000cfm CR Unfilt Inleakage — 6 hour Decay with FHB Filtration.o0

_ Location Breathing Rate Data

Tlme (hr) - Breathlng Rate (m"3 * sec”-1)
- 6.0000E+00 " 3.5000E-04
'1.4000E+01 1.8000E-04
© - 3.0000E+01 S 2.3000E-04
. 7.2600E+02 S 0.0000E+00
Location LPZ - - is 1n compartment 2

Location X/Q Data

Time (hr) X/Q (s * m~-3)
. - 6.0000E+00 4.5000E-05
- -1.,4000E+401 3.1200E-05.
3.0000E+401 "~ 1.4100E~05
1.0200E+02 4.5400E-06
7.2600E+02 . 6.0000E+00
Location Breathing Rate Data
"Time (hr) - Breathlng Rate (m*"3 * sec”-1)
6.0000E+00 . 3.5000E-04
"1.4000E401 » 1.8000E-04 :
" 3.0000E+401 - 2.3000E-04 S
7.2600E+402 - 0.0000E+00
Location Control Room is in compartment 3

Location X/Q bata -
Time (hr) - o X/Q s * m™-3)

6.0000E4+00 ~ ~ ~ 2.2200E-03
6.5000E+400 2.4600E-03
8.0000E+00 - . 0.0000E+00
Location Breathing Rate Data :
Time (hr) “‘ Breathing Rate (m"3.* sec”-1)
- 6.0000E+00 , 3.5000E-04
7.2600E+02 ‘ 0.0000E+00
Location Occupancy Factor Data
Time (hr) . Occupancy Factor
6.0000E+00 - 1.0000E+400
3.0000E+01 6.0000E-01
1.0200E+02 "+ "4.0000E-01
7 2600E+02‘ g'\'; . ’0 0000E+00 ,
"fT'USER SPECIFIED TIME STEP DATA - SUPPLEMENTAL TIME STEPS:
. Time ' . Time step -
0.0000E+00 -~ 1.0000E-02
4.0000E+00 . .- - .1.0000E-01

'8.0000E+00 - - 0.0000E+00
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B-B AST FHA in FHB - 1000cfm CR Unfilt Inleakage ~ 6 hour Decay with FHB Filtration.o0

#######################################################################
RADTRAD Version 3.03 (Spring 2001) run on 11/22/2004- at 10:08:34
CHEHEEEHER AR R R R R R R

HEEE # #  #Hd4d #4444 3 LR 2 2221
# 4 # # # # # 4 # #
# # # # # # t # # #
# # 4 # # #4444 4 # #
# . # # # # # # #
# $ # # # # # # #
#4444 #4444 # # tH4# #

####################################################################
Dose Output
####################################################################

EAB Doses:

Time (h) = 6.0000
Delta dose (rem)
Accumulated dose (rem)

LPZ Doses:
Time (h) = 6.0000
Delta dose (rem)

Accumulated dose (rem)
Control Room Doses:”
Time (h) = 6.0000
Delta dose (rem)
Accumulated dose (rem)

EAB Doses: .

Time (h) = 6.5000"
Delta dose (rem) -

Accumulated dose” (rem)

'LPZ Doses:

-6.5000

Time ¢(h)
Delta dose (rem)

Accumulated dose . (rem)

Control Room Doses:

Time (h) -6.5000
Delta dose (rem)

Accumulated dose (rem)

Whole Body

Whole Body

1.8448E-04"

1.8448E-04

Whole Body
1.5488E~05
1.5488E-05

Whole Body
2.2452E-09
2.2452E-09

"“Whole ‘Body

2.5325E+00

Thyroid
5.8026E-04

5.8026E-04

Thyroid
4.8716E-05
4.8716E-05

'Thyroid

1.3381E-07

- 1.3381E-07

.Tﬁyroid

2.5327E+00

v'Whole Body
2.1262E-01

--2.1263E-01

2.3659E-01

2.3659E-01.
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© 8.2983E+400

8.2989E+00

" Thyroid

6.9668E-01
6.9673E-01

" Thyroid

1.4934E+01
1.4934E+01

TEDE
2.0242E-04
2.0242E-04

TEDE
1.6994E-05
1.6994E-05

TEDE
6.3823E-09
6.3823E-09

TEDE

2.7890E+00

2.7892E+00

TEDE
2.3415E-01
2.3417E-01

TEDE
6.9817E-01
6.9817E-01



B-B AST FHA in FHB - 1000cfm CR Unfilt Inleakage — 6 hour Decay with FHB Filtration.o0

' EAB Doses:

"Time (h) =  8.0000
Delta dose  (rem)
Accumulated dose. (rem)
- LPZ Doses:

Time (h) = 8.0000
Delta dose (rem)
‘Accumulated dose (rem)

E Controi Room_Dbses:
Time (h) = = 8:0000

Delta dose (rem) )
Accumulated-dose trem)

. EAB Doses:

Time (h) = 14.0000
Delta dose (rem) 1
Accumulated'dose (rem)
LPZ Doses: .
 Time (h) = 14.0000
‘Delta dose (rem}
Accumulated dose (rem)
’Control‘Room'Doses:'

Time (h) = 14.0000

. Delta dose (rem)
:;Accumulated dose (rem)
EAB Doses:

_ Time (h) = 30.0000
Delta dose (rem)

Accumulated dose (rem)

LPZ Doses:

Time (h) = ~30.0000

- Delta dose (rem)
Accumulated dose (rem)

Control Room Doses: -

Time (h) = -30.0000
Delta dose (rem)

- Accumulatedrdose {rem} -

EAB Doses:

“Whole Body

2.2624E+00

4.7951E+00

Whoie Body
~1.8994E-01
4.0258E-01

Whole Body
7.1490E-01
9.5149E-01

Whole Body

0.0000E+00
4.7951E+00

Whole‘Body
0.0000E+00
4.0258E-01

Whole Body
1.1168E-02

 9.6266E-01

thle'Body

0.0000E+400

4.7951E+00

Whole deyf 
0.0000E+00

4.0258E-01

Whole Body'

1.5598E-10

9.6266E-01
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Thyroid -

8.0251E+00
1.6324E+401

Thyroid
6.7375E-01
1.3705E+00

Thyroid -

4.3844E+00

1.9318E+401

Thyroid!
0.0000E+00

1.6324E+01

Thyroid
0.0000E+00
1.3705E+00

Thyroid
3.1533E~05
1.9318E+01

Thyroid

© 0.0000E+00

1.6324E401

‘Thyroid

0.0000E+00
1,3705E+00

1Thyréid
- 3.2041E-40

1.9318E+401

TEDE
2.5104E+00
5.2996E+00

TEDE
2.1076E-01
4.4493E-01

TEDE
8.5039E-01
1.5486E+00"

- TEDE
0.0000E+00

'5.2996E+00

TEDE .
0.0000E+00
4.4493E-01

TEDE
1.1169E-02
1.5597E+00

TEDE
0.0000E+00

5.2996E+00

_TEDE- .
0.0000E+00 -

4.4493E-01

TEDE
1.5598E-10

©1.5597E+00



B-B AST FHA in FHB - 1000cfm CR Unfilt Inleakage — 6 hour Decay with FHB Filtration.o0

Time (h) = 102.0000 Whole Body Thyroid TEDE
Delta dose (rem) 0.0000E+00 O0.00O00E+00 O0.00COE+00
Accumulated dose (rem) 4.7951E+400 1.6324E+01 5.2996E+00
LPZ Doses:

Time (h) = 102.0000 Whole Body Thyroid TEDE
Delta dose (rem) 0.0000E+00 0.0000E+00 0.0000E+00
Accumulated dose (rem) 4.0258E-01 1.3705E+400 4.4493E-01
Control Room Doses:

Time (h) = 102.0000 Whole Body Thyroid TEDE
Delta dose (rem) 2.4390E-30 1.5609-132 2.4390E-30
Accumulated dose (rem) 9.626€6E-01 1.9318E+401 1.5597E+00
EAE Doses:

Time (h) = 726.0000 Whole Body Thyroid TEDE
Delta dose (rem) 0.0000E+400 O0.0000E+00 O0.00C00E+00
Accumulated dose (rem) 4.7951E+00 1.6324E+401 5.2996E+00
LPZ Doses:

Time (h) = 726.0000 Whole Body Thyroid TEDE
Delta dose (rem) 0.0000E+00 O0.00COE+00 0.0000E+00
Accumulated dose (rem) 4.0258E-01 1.3705E+00 4.4483E-01
Control Room Doses:

Time (h) = 726.0000 Whole Eody Thyroid TEDE
Delta dose (rem) 1.2821-120 0.0000E+00 1.2821-120
Rccumulated dose (rem) 9.6Z266E-01 1.9318E+01 1.5597E+00

668

FEEHEELEAREREREREBHAERHA S S LS EHHHLHEHHHSHH S IR EHFHEHHHHIH S H 4144
I-131 Summary
FEFHEE LA BB R RE AR FREFSEHS S HSFHHHESHHHHBBE PRI FHHHHHHH SRR 144

Containment Environment Control Room

Time (hr) I-131 (Curies) I-131 (Curies) I-131 (Curies)
6.000 6.7388E+02 2.3856E-03 1.8555E-05
6.260 4.,6593E+02 2.0745E+01 1.2028E-01
6.500 3.3140E+02 3.4163E401 1.5002E-01
6.750 5.6398E+01 6.1649E+01 1.3490E-02
7.000 9.5977E+00 6.6326E+01 1.8783E-03
7.250 1.6333E+00 6.7122E+401 3.0517E-04
7.500 2.7796E-01 6.7258E+01 5.1432E-05
7.750 4,7304E-02 6.7281E401 8.7352E-06
8.000 8.0502E-03 6.7285E+401 1.4860E-06
8.250 8.0429%9E-03 6.7285E+401 5.1530E-08
8.500 8.0357E-03 6.7285E+01 1.7870E-09
8.750 8.0285E-03 6.7285E+01 6.1968E-11
9.000 8.0213E-03 6.7285E+01 2.1489E-12
9.250 8.0141E-03 6.7285E+01 7.4521E-14
9.500 8.006%E-03 6.7285E+01 2.5842E-15
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9,750

©10.000
7-10.400
"10.700

‘11.000-

011.300

- 11.600

11.900

12.200.

- 12.500
12.800

©13.100

13.400
©.13.700
©.714.000

14.300
14.600

- 14.900
. 15.200

'15.500°
15.800
16.100 -

16.400
30.000
102.000

0 726.000

7. 9997E 03
7.9925E-03
7.9810E-03

7.9725E-03.

7.9639E-03

-7.9553E~03

7.9467E-03

© 7.9382E-03

7.9296E-03
7.9211E-03

©1.9125E-03
7.9040E-03-
7.8955E-03

7.8870E-03
7.8785E-03
7.8700E-03
7.8615E~03
7.8531E-03
7.8446E-03

© 7.8362E-03

7.8277E-03

7.8193E-03

7.8109E-03
7.4385E-03
5.7433E-03
6.1049E-04

6.7285E401
6.7285E+01

6.7285E+01

. 6.7285E+01

6.7285E+01
6.7285E+01
6.7285E+01
6.7285E+01
6.7285E401
6.7285E+401
6.7285E+01
6.7285E+01
6.7285E+401
6.7285E+401

6.7285E+01
6.7285E+01

6.7285E+01
6.7285E+01

6.7285E+01-

6.7285E+01
6.7285E+01
6.7285E+01
6.7285E+01
6.7285E+01
6.7285E+01
6.7285E401

8.9617E-17
3.1077E-18
1.4339E-20

B-B ASTFHA in FHB - lOOOcﬁn CR Unfilt Inleakage — 6 hour Decay witﬁ FHB Filtration.o0

2.5386E-22

4.4941E-24
7.9562E-26

.1.4085E-27

2.4936E-29
4.4146E-31
7.8154E-33
1.3836E-34
2.4495E-36
4.3364E-38
7.6771E-40
1.3591E-41
2.4061E-43
4.2597E-45
7.5412E-47
1.3351E-48

4.1843E-52
7.4077E-54
1.3114E-55
4.9650-135

 2.3635E-50

0.0000E+00

0.0000E+00

####################################################################
" Cumulative Dose Summary
####################################################################

. Time
(hr)
-6.000

6.260
6.500
6.750

7.000

7.250

© 7.500

© 7 7.750
- 8.000

'8.250
. 8.500
. 8.750
- 9.000
- 9.250

9.500

. 9.750

- 10.000
©10.400
©10.700
11.000

11.300

11.600

11.900

Thyroid
{rem)

0.0000E+00
5.0424E+00

8.2989E+00
1.4960E+01

1.6092E+01

1.6285E+01
1.6317E+01
1.6323E+01
1.6324E+01
1.6324E+01
1.6324E+01

1.6324E+01
1.6324E+01

1.6324E+01
1.6324E+01
1.6324E+401
1.6324E+01
1.6324E+01
1.6324E+01

'1.6324E+01:

1.6324E+01
1.6324E+01
1.6324E+01

EAB

TEDE
(rem)
0.0000E+00

1.7235E+00
'2.7892E+00
'4.8905E+00

5.2329E+00
5.2888E+00

' 5.2979E+00

5.2994E+00
5.2996E+00

‘5.2996E+00

5.2996E+00
5.2996E+00
5.2996E+00

5.2996E400

5.2996E+00

'5.2996E+00

5.2996E+00
5.2996E+00
5.2996E+00
5.2996E+00
5.2996E+00

5.2996E+00

5.2996E+00

LPZ

Thyroid
{(rem)
0.0000E400
4,2333E-01
6.9673E-01
1.2560E+400
1.3510E+400
1.3672E+00

1.3699E+00
1.3704E+00
1.3705E+00°
1.3705E+00
1.3705E+00

1.3705E+00

1.3705E+00
1.3705E+00"

1.3705E+00

1.3705E+00

1.3705E+00

1.3705E+00
1.3705E+00 "
4 .4493E~-01

1.3705E+00

1.3705E4+00

1.3705E+00
1.3705E+00
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TEDE
(rem)

'0.0000E+00

1.4470E-01
2.3417E-01
4.1058E-01
4.3933E-01

'4.4402E-01

4.4479E-01

4.4491E~01"

4.4493E-01
4.4493E-01

'4.4493E-01

4.4493E-01

4.4493E-01
4.4493E-01 "
4.4493E-01

4.4493E~01

'4.4493E-01
4.4493E-01.

4.4493E~01

4.4493E-01

4.4493E-01

4.4493E-01

Control Room

Thyroid
(rem)
0.0000E+00
5.3053E+00
1.4934E+01
1.8830E+401
1.9244E+401
1.9306E+01
1.9316E+01
1.9318E+401
1.9318E+401
1.9318E+01
1.9318E+01
1.9318E+01
1.9318E+01
1.9318E401
1.9318E401

1.9318E+01

1.9318E+01
1.9318E+01
1.9318E+01
1.9318E+01
1.9318E+01
1.9318E+01
1.9318E+01

TEDE

(rem)
0.0000E+00
2.5031E-01
6€.9817E-01
1.0945E+00
1.3298E+00
1.4504E+00
1.5085E+00
1.5358E+00
1.5486E+00
1.5545E+00
1.5573E+00

.1.5586E+00

1.5592E+00

1.5595E+00 -

1.5596E+00
1.5597E+00

1.5597E+00
'1.5597E+00.

1.5597E+00
1.5597E+00
1.5597E+00
1.5597E+400
1.5597E+00



12.200

112.500°

12.800

13.100

"13.400
13.700
14.000

"14.300
14.600

14.900

15.200
15.500
15.800
16.100
16.400
30.000
102.000
1 726.000

B-B AST FHA in FHB - 1000cfm CR Unfilt Inleakage — 6 hour Decay with FHB Filtration.o0

1.6324E+01
1.6324E+01
1.6324E+01

1.6324E+01

1.6324E401

1.6324E+01
1.6324E+01-

1.6324E+01°
1.6324E+01
1.6324E+401
1.6324E+01
1.6324E+01
1.6324E+01
1.6324E+01
1.6324E+01
1.6324E+01
1.6324E+01
1.6324E+01

5.2996E+00
5.2996E+00

'5.2996E+00

5.2996E+00
5.2996E+00
5.2996E+00
5.2996E+00
5.2996E+00
5.2996E+00
5.2996E+00
5.2996E+00
5.2996E+00
5.2996E+00
5.2996E+00
5.2996E+00
5.2996E+00
5.2996E+00
5.2996E+00

.3705E400
.3705E+00
.3705E+00
.3705E+00

.3705E+00
J3705E+00
.3705E+400
.3705E+00
.3705E+400
.3705E400
.3705E+00
.3705E+00
.3705E+00
.3705E400
.3705E400
1.37055+oo
.3705E+00

T T e Y S R S Ry S P WPV PP R W Py

.3705E+00"

4.4493E-01
4.4493E-01

4.4493E-01
4.4493E-01
4.4493E-01
4.4493E-01

4.4493E-01-

4.4493E-01
4.4493E~-01
4.4493E-01
4.4493E-01
4.4493E-01
4.4493E-01
4.4493E-01
4.4493E-01
4.4493E~-01
4.4493E-01
4.4493E-01

1.9318E+01
1.9318E+01
1.9318E+401
1.9318E+01
1.9318E+01
1.9318E+01
1.9318E+401
1.9318E+401
1.9318E+01
1.9318E+01
1.9318E+01
1.9318E401
1.9318E401
1.9318E+401

'1.9318E401

1.9318E+401
1.9318E+401
1.9318E+401

1.5597E+00
1.5597E+00
1.5597E+00
1.5597E+00
1.5597E+00
1.5597E+00
/5597E+00
.5597E+00
.5597E+00
.5597E+00 _
.5597E+00
.5597E+00.
.5597E+00
.5597E+00
.5597E+00
.5597E+00
.5597E+400
.5597E+00

[ S N Ny Wy )

####################################################################
: Worst Two-Hour Doses
####################################################################

EAB
Time.
(hr)
6.0

Whole Body:

(rem)
4.7951E+00

‘Thyroid TEDE
(rem) . (rem)
1.6324E+401 5.2996E+400
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B/B AST Source Terms for FHA .nif

Nuclide Inventory Name: Source Terms per this calculation
Byron and Braidwood Plants (B-B) AST - in Ci/MW - FHA
Power Level:
0.1000E+401
Nuclides:
60
Nuclide 001:
Co-58
7
0.6117120000E+07
0.5800E+02
0.2553E+03
none 0.0000E+00
none 0.0000E+00
none 0.0000E+00
Nuclide 002:
Co-60
7
0.1663401096E+409
0.6000E+02
0.1953E+403
none 0.0000E+00
none 0.0000E+00
none 0.0000E+00
Nuclide 003:
Kr-85
1
0.3382974720E+09
0.8500E+402
0.5702E+03 {2 times LOCA value}
none 0.0000E+00
none 0.0000E+00
none 0.0000E+00
Nuclide 004:
Kr-85m
1
0.1612800000E+05
0.8500E+02
0.8592E+04
Kr-85 0.2100E+00
none 0.0000E+00
none 0.0000E+00
Nuclide 005:
Kr-87
1
0.4578000000E+04
0.8700E+402
0.1696E+05S
Rb-87 0.1000E+01
none 0.0000E+00
none 0.0000E+00
Nuclide 006:
Kr-88
1
0.1022400000E+05
0.8800E+02
0.2392E+05
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“ - Y-90

Rb-88  0.1000E+01

none = 0.0000E+00

“none’  0.0000E+00 -

Nuclide 007: -
Rb-86

3. . :
© 0.1612224000E+07
0.8600E402
0.6480E+02

" none . 0.0000E+00

none - 0.0000E+00

" none - - 0.0000E+00 -

Nuclide 008:

'Sr-89

5. . :

0.4363200000E407
0.8900E+02

~0.2907E+05

none .  0.0000E+00

none . 0.0000E+00

‘none - 0.0000E+00

Nuclide 009:
Sr-90 ‘

5
0.9189573120E409
0.9000E+02
0.2242E+04 ]

.Y-90  0.1000E+01
S none 0.0000E+00

none - 0.0000E+00 ;
" Nuclide 010: '

" 8r-91

5 o
0.3420000000E+05
"0.9100E+02
0.3930E+05

Y-91m  0.5800E+00

Y-91 0.4200E+00

none 0.0000E+00

Nuclide 011:

- Sr=92

- 0.9756000000E+404
0.9200E+02

- 0.4136E+05

¥-92° . 0.1000E+01
none '0.0000E+00

none 0.0000E+00
Nuclide 012: -

9

0.9000E+02
0.2347E+04

none 0.0000E+00 _Q
_none 0.0000E+00

none 0.0000E+00

0.2304000000E+06

| ~ B/B AST Source Terms for FHA.nif
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Nuclide 013:
Y-91 ‘
s

0.9100E+02"
© 0.3553E405 :
" none 0.0000E+00

none ~ 0.0000E+00 ~

none - 0.0000E+00
Nuclide 014:
Y-92 ’

9

0.9200E+02
0.4150E+05 .
. none - 0.0000E+00
" none’ 0.0000E+400
none 0.0000E+00
Nuclide 015:
¥-93

9

0.9300E+02
0.4624E+05

Zr-93 0.1000E+01

‘none 0.0000E+00
. none 0.0000E+400
- Nuclide 0l6:

- 2r-95 '

9
0.5527872000E+07
0.9500E+02
0.4560E405

Nb=95m ' 0.7000E-02
Nb~-95 0.9900E+00
none. 0.0000E+00
Nuclide 017:

Zr=-97

9
0.6084000000E+05 -

0.9700E+02 .-
0.4663E+405

. Nb-97m  0.9500E+00 . -
Nb-97 © 0.5300E-01

-none ~  0.0000E+00
" Nuclide 018::
Nb-95 s e
g - s

0.3036960000E+07

0.9500E+02
0.4593E+05

none - 0.0000E+00
none " 0.0000E+00"
none - 0.0000E+00

Nuclide 019:
Mo-99 '
7

0.5055264000E+07 -

0.1274400000E+05

0.3636000000E+05 -

" B/B AST Source Terms for FHA .nif
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0.2376000000E+06
0.9900E+02
0.5058+05
Tc-9%m 0.8800E+400
Tc-99 0.1200E+400
none 0.0000E+00
Nuclide 020:
Tc-99%m
i
0.2167200000E+405
0.9900E+02
0.4429E+05
Tc-99 0.1000E401
none 0.0000E+00
none 0.0000E+00
Nuclide 021:
Ru-103
7
0.3393792000E+07
0.1030E+403
0.4094E+405
Rh-103m 0.1000E+01
none 0.0000E+00
none 0.0000E+400
Nuclide 022:
Ru-105
7
0.1598400000E+05
0.1050E+403
0.2798E+05
Rh-105 0.1000E+01
none 0.0000E+0Q0
none 0.0000E+00
Nuclide 023:
Ru-106
7
0.3181248000E+408
0.1060E+403
0.1387E+405
Rh-106 0.1000E+401
none 0.0000E+00
none 0.0000E+00
Nuclide 024:
Rh-105
7
0.1272960000E406
0.1050E+403
0.2552E+405
none 0.0000E+00
none 0.0000E+00
none 0.0000E+00
Nuclide 025:
Sb-127
4
0.3326400000E+06
0.1270E+03
0.2848E+04

B/B AST Source Terms for FHA .nif
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Te-127m 0.1800E+00
Te-127 0.8200E+00
none 0.0000E+00
Nuclide 026:
Sb-129
4
0.1555200000E+05
0.1290E+403
0.8523E+04
Te-129m 0.2200E+400
Te-129 0.7700E+00
none 0.0000E+00
Nuclide 027:
Te~127
4
0.3366000000E+05
0.1270E+03
0.2812E+04
none 0.0000E+00
none 0.000CE+00
none 0.0000E+00
Nuclide 028:
Te~127m
4
0.9417600000E+07
0.1270E+403
0.3668E+403
Te~127 0.9800E+00
none 0.0000E+00
none 0.0000E+400
Nuclide 029:
Te-129
4
0.4176000000E+04
0.1290E+03
0.8389E+04
I-129 0.1000E+401
none 0.0000E+400
none 0.0000E+00
Nuclide 030:
Te~12%m
4
0.2903040000E+07
0.1290E+403
0.1249E+404
Te-129 0.6500E+00
I-129 0.3500E+400
none 0.0000E+00
Nuclide 031:
Te-131m
4
0.1080000000E+06
0.1310E+403
0.383BE+404
Te-131 0.2200E+400
I-131 0.7800E+0C0
none 0.0000E+00

B/B AST Source Terms for FHA .nif
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Nuclide 032:

Te-132
4

: 0.2815200000E+06
- 0.1320E403

- 0.3804E+05

- I-132 - - 0.1000E+01

none 0.0000E+00 -

none . = 0.0000E+00
Nuclide 033:
©1-131
2- :
0.6946560000E+06
0.1310E+03"
0.4274E+05"
Xe-131m 0.1100E-01
none- 0.0000E+00Q

none 0.0000E+00-.
- Nuclide 034:

- I1-132
0.8280000000E+04
0.1320E403
0.3B63E+405

none 0.0000E+00

none .. 0.0000E+00.

_ ‘none 0.0000E+00
. Nuclide 035:
1-133
2
0.7488000000E+05"
0.1330E+03 :
0.5529E+405 v
Xe-133m 0.2900E-0I
Xe-133 0.9700E+00

none 0.0000E+00" -

Nuclide 036:
I1-134
2
0.3156000000E+04
0.1340E+03- '
0.6143E+05

.- none 0.0000E+00 . "
none . 0.0000E+00
none 0.0000E+00 -

. Nuclide 037: '
1-135 :
2 :

0.2379600000E405 . -

0.1350E+03
0.5159E+405

Xe-135m " 0.1500E+00° -~
Xe-135  0.8500E400

none 0.0000E+00 -~
Nuclide 038: .
Xe-133 ‘

1

~ B/B AST Source Terms for FHAnif

{1.6 times LOCA value}
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0.4531680000E+06
0.1330E+03
0.5396E+05

none © 0.0000E+00

none  0.0000E+00

none: 0.0000E+00

Nuclide 039:
Xe-135

1 .
0.3272400000E+05
0.1350E+403 -
0.1532E+05 -

Cs~135  0.1000E+01

‘none .. 0.0000E+00
none 0.0000E+00
Nuclide 040:
Cs-134
3 , ‘
0.6507177120E408
0.1340E+03 .
0.5306E4+04
none 0.0000E+00
none- 0.0000E+00
none 0.0000E+00
Nuclide 04%1:
Cs~136
3
0.1131840000E+07
“0.1360E+03 "
0.1503E+04
‘none 0.0000E+00
none  0.0000E+00
none . 0.0000E+00
Nuclide 042:
Cs-137
3
0.9467280000E+09
0.1370E+403
0.3077E+04 )
Ba-137m 0.9500E+00

none - . 0.0G00E+00 =
none . .- -0.0000E+00

Nuclide 043:

" Ba-139

Y -
0.4962000000E+04

~0.1390E+03
0.5089E+05 ‘
"none . 0.0000E+00

. ‘none ' - 0.0000E+00

none '0.0000E+400 .

Nuclide 044;
Ba-140 " =
6 -
- 0.1100736000E+07
0.1400E+03 =~
0.4922E+05

 B/B AST Source Terms for FHA nif
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" La-140 0.1000E+01

none - - - 0.0000E+00

‘none’ ' '0.0000E+00

Nuclide 045: -

: La-140. '

0.1449792000E+406
0.1400E+403

- 0.5036E+05

none  0.0000E+00

none  .0.0000E+00
none - - 0.0000E+00-

Nuclide 046:

- La-141

9 .
0.1414800000E+05
0.1410E+03
0.4646E+05

Ce-141 - 0.1000E+01 -

none - 0.0000E+00

none - . 0.0000E+00

Nuclide 047:

La-142

e

0.5550000000E+404

- 0.1420E+03

- 0.4557E+05

rione 0.0000E+00
none - 0.0000E+00

" none 0.0000E+00

-Nuclide 048:

© Ce-141

.8

 0.2808086400E+07
0.1410E+03 '
0.4498E+05

- ‘none 0.0000E+00

-none 0.0000E+00

none 0.0000E+00

Nuclide 0489: )

Ce-143
- 8 L

. -0.1188000000E+06

- 0.1430E+03
-0.4468E+05

 Px-143 . 0.1000E+01 -
‘none - . - 0.0000E+00 -
_- none ©  0.0000E+00 -

Nuclide 050:

V'»iCe-144 L

8

. 0.1440E+03 -
. 0.3414E+05

‘Pr-144m 0.1800E-01 -
Pr-144  0.9800E+00 °

none 0.0000E+0Q0

0.2456352000E+08

B/B AST Source Terms for FHA nif
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Nuclide 051:
Pr-143
S
0.1171584000E+07
0.1430E+03
0.4350E+405
none 0.0000E+0QOQ
none 0.0000E+0Q0
none 0.0000E+0Q0
Nuclide 052:
Nd-147
o
0.9486720000E+06
0.1470E+403
0.1836E+05
Pm-147 0.1000E+01
none 0.0000E+00
none 0.0000E+00
Nuclide 053:
Np-239
8
0.2034720000E+06
0.2390E403
0.5178E+06
Pu-239 0.1000E+01
none 0.0000E+00
none 0.0000E+00
Nuclide 054:
Pu-238
8
0.2768863824E+10
0.2380E403
0.1027E403
U-234 0.1000E+401
none 0.0000E+00
none 0.0000E+00
Nuclide 055:
Pu-239
8
0.7594336440E+12
0.2390E403
0.7698E+01
U-235 0.1000E+01
none 0.0000E+00
none 0.0000E+00
Nuclide 056:
Pu-240
8
0.2062920312E+12
0.2400E+03
0.8971E+01
U-236 0.1000E+401
none 0.0000E+00
none 0.0000E+00
Nuclide 057:
Pu-241
8

B/B AST Source Terms for FHA .nif
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0.4544294400E+09
0.2410E403
0.3548E+404
U-237 0.2400E-04
Am-241 0.1000E+01
none 0.0000E+00
Nuclide 058:
Am-241
9
0.1363919472E+11
0.2410E+03
0.3921E+401
Np-237 0.1000E+01
none 0.0000E+00
none 0.0000E+00
Nuclide 059:
Cm-242
9
0.1406592000E+08
0.2420E+403
0.1110E+404
Pu-238 0.1000E+401
none 0.0000E+00
none 0.0000E+00
Nuclide 060:
Cm-244
9
0.5715081360E+409
0.2440E+403
0.1209E+403
Pu-240 0.1000E+01
none 0.0000E+00
none 0.0000E+400

B/B AST Source Terms for FHA .nif

End of Nuclear Inventory File
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B/B ASTFHAR -

Release Fraction and Timing Name: _
- PWR, ‘NUREG-1465, Tables 3.12 & 3.13, June 1992
““puration (h): Design Basis Accident IR
. 0.5000E-04 0.0000E+00 0.0000E+00 0.0000E+00

"~ Noble Gases:

0;1000E+00 »d.0000E+00 0.0000E+00 0.0000E+00
Iodine: - . S : .
" 0.5000E~03 0.0000E+00 0.0000E+00 0.0000E+00

. Cesium:

0.0000E+00 0.0000E+00 0.0000E+00 0.0000E+00

. Tellurium:

0.0000E+00- 0.0000E+00 ©.0000E+00 0.0000E+00
~ Strontium: '
. "0.0000E+00 0.0000E+00 0.0000E+00 0.0000E+00"
Barium: . o . : :
0.0000E+00 0.0000E+00 = 0.0000E+00 0.0000E+00
Ruthénium: - ‘ .
. 0.0000E+00 0.0000E+00 0.0000E+00 - 0.0000E+00

. Cerium:

. OJOOGDE+00 0.0000E+00 0.0000E+00 0.0000E+00
- Lanthanum: ' g . o
" 0.0000E+00 0.0000E+00 0.0000E+00 0.0000E+00
Non-Radioactive Aerosols (kg): - .
0.0000E+00 - 0.0000E+00 0.0000E+00 0.0000E+00.
- End:of Release File E
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Attachment E
Demonstration that Smaller Control Room Volume Used in Analysis Bounds
Actual Byron and Braidwood Control Room Volumes

1 Purpose

The purpose of this attachment is to demonstrate that using a smaller value of 200,000 fi’ to
bound both the Byron and Braidwood Control Room (CR) volumes of 230,830 fi* and 232,872
f, respectively, provides the conservative approach 1o modeling of CR doses in this accident
analysis.

IL Approach

Shown in this attachment is a re-evaluation of this worst-case design basis accident using a
Control Room volume of 240,000 ft® instead of the 200,000 fi® volume used in the analysis. It is
intended to show that the implementation of the larger Control Room volume Jeads to a lower
end-of-accident dose consequence than that which is calculated when using the smaller volume.

111. Results

Shown below is a table comparing the dose from the bounding design basis accident case as
compared to the test case of this attachment that uses the larger Control Room volume.

It is clearly shown that the CR dose assessment using a smaller volume of 200,000 fi* is more
conservative than that using the larger volume of 240,000 fi’.

Sensitivity Run Description Control Room Dose (rem TEDE)
DBA-FHA in the FHB using a CR Volume of 45533
200,000 fi° for Dose Analysis '
DBA-FHA in the FHB using a CR Volume of 42149

240,000 fi* for Dose Analysis
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B-B AST FHA in FHB‘- 1000ctm CR Unfilt Inleakage - No Decay with FHB Filtration.o0

'#######################################################################
"~ RADTRAD Version 3.03 (Spring 2001) run on 11/15/2004 at 0:55:48
:#######################################################################

#######################################################################‘
- - File-information
- j#######################################################################

Plant flle

= c: \Documents and Settings\Aleem Boatrlght\My Documents\My

Work\Exelon\Byrén & Braidwood\FHA\RADTRAD\Rev 1\ (Larger CR Volume Test) B-B AST FHA
ln FHB - 1000cfm CR Unfilt Inleakage - 95 percent CR Intake Filter Eff.psf :
= c:\program flles\radtrad3 03\defaults\byron ~-braidwood ast

Inventory file

fha source terms.nif

. Release file

BN TITT N 17T
S T
A
I 12
X #
R 4
' $H44

= c:\program files\radtrad3-03\defaults\b-b ast-fha.rft
Dose Conver51on file = c:\program files\radtrad3- 03\defaults\fgr11&12 inp

H##4
4
#

It

#
#

.

Radtrad 3.03 4/15/2001
" B-B AST FHA in FHB - Test to "Show Smaller CR Volume Bounds - 1000 cfm CR
Inleakgge, 30 min Fllter Delay, 95% EO Intake Filter Eff1c1ency

-Nuclide Inventory File:
" c:\program flles\radtradB O3\defau1ts\byron-braldwood ast fha source terms.nif

~Plant Power Level:
3. 2222E+01

_Compartments.
g -

Compartment 1:

' .Containment Volume_

3
1.0000E+00

. COmpértmentiz;
Environment
2 .
0.0000E+00

coooo
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ERE ¥4 $h44 #
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B-B AST FHA in FHB - 1000cfm CR Unfilt Inleakage - No Decay with FHB Filtration.o0

Compartment 3:
‘Control Room
T
2 4000E+05

oxakac;o

. Pathways:
Y|
Pathway 3 -
- Containment Volume to Env1ronment
1 .
2 .
2 . .
Pathway 2:

"~ Filtered Intake Environment to Control Room

2
3
2
,Pathway 3:
-Unfiltered Inleakage Environment to Control Room
2
-3
> _
Pathway 4:
‘Control Room to Environment
3
2
2
End of Plant Model File
Scenario Description Name:

Plant Model Filename:

Source Term.:'(;'-
1 e

1 1. 0000E+00
c:\program flles\radtradS OB\defaults\fgrll&lZ inp’

" ce:\program. f11es\radtrad3 03\defaults\b -b ast fha rft
4. 8000E+01 -

- , - o ‘ L

0. 0000E+00 9, 7000E 01( 3;00003-02f:'1;0000E+00

. Overlying Pool'

0 :
0.0000E+00 s
0 L
0
0
; 0 ;
Compartments:’
3 .

Compartment 1:

0

1

0
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- B-BAST FHA in FHB - lyDOchm'CR Unfilt Inleakage - No Decay with FHB Filtration.o0

Jooo0oo0o0

Compartment 2: -

'Co'pértmeht'3:

QOO 000000 OO

WwWwr oo

.9150E+04 - -

4.8000E#01 . 0.0000E+00 0.0000E400 0.0000E+00
4.8500E+01 . .8.0000E+01 9.0000E+01 9.0000E+01

- 7.6800E+02 0.0000E+400 . 0.0000E+00 0.0000E+00

Pathwaysg: -

S I

" Pathway 1:

0 :
© 0
0,4
o0
0
1.
~ 4,.8000E+01 ... 2.3600E-02 0.0000E+00 . -0.0000E+00 0.0000E+00
© 4.8500E+01° 1.1800E-01 ° 0.0000E+00 0.0000E+00 .0.0000E+00
5.0000E+01 . 0.0000E+00 0.0000E+00 0.0000E+00... 0.0000E+00
0
o
0
-0
o0
. Pathway 2:
0 )
0
0‘
0
0
1
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B-B AST FHA in FHB - 1000cfm CR Unfilt Inleakage - No Decay with FHB Filtration.o0

3

4.8000E+01 6.4240E403 0.0000E+00 0.0000E+00 0.0C00E+00
4.8500E+401 8.5750E+03 9.9000E+01 9.5000E+01 9.5000E+01
7.6800E+402 0.0000E+0C 0.0000E+00 0.0000E+00 0.0000E+00

g
[+1)

COO0OO0OOCOIBAWHOOOQCOFTOOOOOONBENKKOOOCOOTOOOOOO

hway 3:

.8000E+01 1.0000E+03 0.0000E+00 0.0000E+00 0.0000E+00
.6B00E+02 0.0000E+00 0.0000E+00 0.0000E+00 0.0000E+00

Pathway 4:

-.8000E+01 7.4240E+403 1.0000E+02 1.0000E+02 1.0000E+02
.8500E+01 9.5750E+03 1.0000E+02 1.0000E+02 1.0000E+02
.6800E+02 0.0000E+00 0.0000E+00 0.0000E+00 0.0000E+00

Dose Locations:

3
Location 1:
EAB
2
1
2
4.8000E+01  5.3600E-04
5.6000E+01  0.0000E+00
1
4
4.8000E+01  3.5000E-04
5.6000E+01 1.8000E-04
7.2000E+01  2.3000E-04
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B-BAST FHA in FHB - 1000cfm CR Unfilt Inleakage - No Decay with FHB Filtration.o0

7.6800E+02  0.0000E+00

S0
" "lLocation 2:
T Lpz

4.8000E+01 ° 4.5000E-05
- 5.6000E+01  3.1200E-05
-~ 7.2000E401  1.4100E-05
.1.4400E402  4.5400E-C6
"~ 7.6800E402 ~ 0.0000E+00
1 :

4 : :
"4.8000E+01 = 3.5000E-04
.5.6000E+01 - 1.8000E-04

7.2000E401  2.3000E-04
"7.6800E+02 -~ "0.0000E+00
- 0 N ‘ .
Location 3:

Control Room:

.8000E+01f 3.5000E-04
.6800E+02 OQOQOOE+OO

.8000E+01. 1.0000E+00
.2000E+01 'G.OOOOEfOI
.4400E+02 4.0000E~01.
S .6800E+02 .. 0.0000E+00

‘Eff ctive Volume Location:

NH BB I8RO W

u:w

4.8000E+01 2.2200E-03
"4.8500E401 2.4600E-03
‘ _5.0000E+01 . 0.0000E+0Q0
".. Simulation Parameters: ’
f ce a3 S
| -~ 4.8000E+01°  1.0000E-02"
? T 5.2000E+01 ~ 1.0000E-01 .
5.6000E+01 0. 0000E+00_
“Output Filename: ) o i
. “Cr\Documents and Settlngs\Aleem Boatrlght\My Documents\My Work\Exelon\Byron &
_fBraldwood\FHA\RADTRAD\Revvl\(Larger CR Volume Test) B-B AST FHA in FHB - 1000cfm CR
~:Unfilt. Inleakage - 95 percent CR Intake Filter Eff.o0

2O R

‘End of Scenario Filé7;;"
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 'B-BASTFHAin FHB —'VIQOOc‘f.m CR Unfilt Inleakage - No Decay with FHB Filtration.o0

H“f#######################################################################

=7 RADTRAD Version 3.03 (Spring 2001) run.on 11/15/2004 at 0:55:48
#################################################*#####################

Vr#######################################################################
o - Plant Description
#######################################################################

’Number of Nuclides = 60‘

‘e'Inventory Powerf= 1.0000E+00 MWth
-Plant Power Level = - 3,22225+01 MWth

'>.Nﬁmber of compartments o= 3
:~Compartment,infermation

Compartment nhmberr 1 ~(Source term fraction = - 1.0000E+00

). S . _
Name: Containment Volume

Compartment volume = 1.0000E+400 (Cubic feet)
Compartment type-is Normal

';‘Pathways into and out of compartment 1

‘Exit Pathway Number 1: Containment Volume to Environment

.Compartment number 2
Name: Environment
- Compartment type is Environment

- Pethways into and out of compartment 2

Inlet Pathway Number ~ 1: Containment Volume to Environment
.- Inlet Pathway Number 4: Control Room to - Environment
" Exit Pathway Number . 2: Filtered Intake . Environment to Control Room
- Exit Pathway Number 3: Unfiltered Inleakage Environment to Control Room

‘Cémpartment number - 3
. Name: Control Room -~ = '
Compartment volume = - 2.4000E+05 (Cubic feet)
. “Compartment type is Control Room
" Removal’ devices within compartment
.. Filter(s) , _
- Pathways into and out of compartment 3. :
Inlet Pathway Number - 2: Filtered Intake . Env1ronment to Control Room
' Inlet Pathway Number - 3: Unfiltered Inleakage Environment to Control Room .
'Exit PathWay Number - 4 ‘Control Room to EnV1ronment '

' ‘Total number of pathways = fﬁ
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B-B'AST FHA in FHB - 1000ctm CR Unfilt Inleakage - No Decaywitﬁ FHB Filtration.o0

#######################################################################
" RADTRAD. Version 3.03. (Spring 2001) run on 11/15/2004 at 0:55:48
#######################################################################

#######################################################################

Scenario Description
'#######################################################################

‘ Tlme between shutdown and first release = 4.8000E401 {(Hours)
Radloactlve Decay is enabled

Release Fractlons and Tlmlngs

- GAP EARLY IN-VESSEL LATE RELEASE -~ RELEASE MASS
0.000050 hr 0.0000 hrs 0.0000 hrs {gm)
NOBLES 1.0000E-01 0.0000E+00 0.0000E+00 5.643E+00
IODINE. - 5.0000E-04 0.0000E+00 0.0000E+00 6.675E-03
CESIUM & - 0.0000E+00 . ~0.0000E+00 0.0000E+00 0.000E+00
TELLURIUM 0.0000E+00 0.0000E+00 ~ 0.0000E+00 0.000E+00 -
STRONTIUM ~ 0.0000E+00 0.0000E+00 - 0.0000E+00 0.000E+00
BARIUM ‘0.0000E+00 - 0.0000E+00 0.0000E+00 ~0.000E+00
RUTHENIUM 0.0000E+00 0.0000E+00 0.0000E+00 0.000E+00
- CERIUM 0:0000E+00 0.0000E+00 ..0.0000E+00 0.000E+00 -
LANTHANUM 0.0000E+Q0 .. = 0.0000E+00 . .0.0000E+00 0.000E+0Q0
Inventory Power = 32. MWt
Nuclide Group Specific half “ Whole Body Inhaled Inhaled
Name "Inventory life ) DCF Thyroid Effective
ST (Ci/MWE) . (s) “(Sv-m3/Bg-s) (Sv/Bg) 7 (Sv/Bq)
Kr-85 1. .5.702E+02 3.383E+08 . 1.190E-16 0.000E+00 - 0.000E+00
Kr-85m 1. 8.592E+403 1.613E+04 7.480E~15 0.000E+00 - 0.000E+00
Kr-87 .1  1.696E+04 4.57BE+03 - 4.120E-14 0.000E+00 =~ 0.000E+00
'Kr-88 I 2.392E+04 1.022E+04 '~ 1.020E-13  0.000E+00  0.000E+00
I-131 . . 2. -4.274E+404 6.947E+05" 1.B20E-14 2.920E-07 8.890E-09
1-132 2. .3.863E+04 8.280E+03 1.120E-13 1.740E-09 1.030E-10
I-133 .2 7 5.529E+04. 7.488E+04 2.940E-14 4.860E-08 |, .1.580E-09
I-134 -2 7. 6.143E+04 " 3.156E+03" " 1.300E-13 2.880E-10 7 3.550E-11
I-135 2.7 5.159E+04 2.380E+04 . 8.294E-14 8.460E-09. 3.320E-10
Xe-133 ~ 1.  5.396E+04 4.532E+05° 1.560E-15  0.000E+00  0.000E+00
Xe-135 '} 1.532E+04 3.272E+04 . 1.190E-14 ° 0.000E+00 . 0.000E+Q0
lodine fractions , o
Rerosol . . .= 0.0000E+00 -
Elemental = =  9,7000E-01
Organic . =- 3.0000E-02

,COMPARTMENT DATA
'Compartment“numbe: 1 Containment‘Volume
2: Envirbnmenti“f;l—»

Compartmenﬁ-number

Compartment number  3: Control‘Rooml7f'
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B-B AST FHA in FHB - 1000cfm CR Unfilt Inleakage - No Decay with FHB Filtration.o0

Compartment Filter Data

Time (hr)
4.8000E+401
4.8500E+01
7.6800E+402

PATHWAY DATA

Pathway number 1:

Pathway Filter: Removal Data

Time (hr)

4.8000E+01
4.8500E+01
5.0000E+01

Pathway number

Pathway Filter: Removal Data

Time (hr)

4.8000E+01
4.8500E+01
7.€800E+402

Pathway number

Pathway Filter: Removal Data

Time (hr)

4.8000E+01
7.6800E+02

Pathway number 4:

Pathwey Filter: Removal Data

Time (hr)

4.8000E+01
4.8500E+01
7.6800E+02

LOCATION DATA
Location EAB

Location X/Q
Time (hr)
4.8000E+01
5.6000E+01

Flow Rate
{(cfm)
3.9150E+04
3.9150E+04
3.9150E+04

Filter Efficiencies (%)

Rerosol Elemental Organic
0.0000E+400 0.0000E+00 0.0000E+00
8.0000E+01 9.0000E+01 9.0000E+01
0.0000E+00 0.00C0E+00 0.0000E+00

Containment Volume to Environment

Flow Rate
(cfm)
2.3600E-02
1.1800E-01
0.0000E+0Q0

2: Filtered Intake

Flow Rate
(cfm)
6.4240E+403
8.5750E+403
0.0000E+00

3: Unfiltered Inleakage

Flow Rate
{cfm)
1.0000E+03
0.0000E+00

Control Room to

Flow Rate
{cfm)
7.4240E+03
9.5750E+03
0.0000E+00

0.
0

Filter Efficiencies (%)

Rerosol

0.0000E+00
0.0000E+00
0.0000E+00

Elemental
0.0000E+00
0.0000E+00
0.00C0E+00

Organic
0.0000E+00
0.0000E+00
0.0000E+00

Environment to Control Room

Filter Efficiencies
Elemental
0.0000E+00
9.5000E+401
0.0000E+00

Aerosol

0.0000E+0G0
9.9000E+01
0.0000E+00

Filter Efficiencies

Aerosol

Environment

000QCE+00
.0000E+00

Elemental

0.0000E+00
0.0000E+00

(%)
Organic
0.0000E+00
9.5000E+01
0.0000E+00

Environment to Control Room

(%)
Organic
0.0000E+00
0.0000E+00

Filter Efficiencies (%)

Rerosol

1.0000E+02
1.0000E+02
0.0000E+00

Elemental
1.0000E+02
1.0000E+02
0.0000E+00

Organic
1.0000E+402
1.0000E+402
0.0000E+00

is in compartment 2

Data
X/Q (s * m"-3)
5.3600E-04
0.0000E+00
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BB AST FHA in FHB - 1000cfin CR Unfilt Inleakage - No Decay with FHB Filtration.o0

Location Breathlng Rate Data i
' Breathlng Rate (m“3 * sect=1)

Time (hr)

- 4.8000E+01 3.5000E-04
- 5.6000E+01 '1.8000E-04
- 7.2000E+01 ~2.3000E-04
7.6800E+02 0.0000E+00

‘Location- LPZ is in.compartment .= 2

Location X/Q Data

" Time (hr) S U X/Q (s * . m”-3)
4.8000E+01 4.5000E-05
5.6000E+01 3.1200E-05
7.2000E+01 1.4100E-05
1.4400E+02 4.5400E-06
7.6800E+02 0.0000E+00

Location Breathlng ‘Rate Data

"Time (hr) : Breathlng Rate (m"3 * sec -1)

-4 _.8000E+01 - - .=~ 3.5000E-04

. 5.6000E+01 o B ~1.8000E-04
7.2000E+01 ' 2.3000E-04
7.6800E+02 —_— o 0.0000E+00

—}Location ControlvRoom is in compartment 3

Location X/Q Data

Time (hr) U X/Q (s * m"-3)
© 4.8000E+401 © '2.2200E-03
4.8500E+01 . 2.4600E-03
'5.0000E+01 o 0.0000E+00
Location Breathing‘Rate Data
- Time (hr) .~ Breathing Rate (m"3 *'sec”-1)
4.8000E+01 - 3.5000E-04
7.6800E402 o 0.0000E+00
Location Occupanéy‘Factor Data
Time (hr) . Occupancy Factor
4.8000E+01 oo 1.0000E+00
7.2000E+01 _ 6.0000E~01
~ 1.4400E+02 . "4.0000E-01
7. 6800E+02 R 0‘0000E+00
"~ .:USER SPECIFIED TIME STEP DATA - SUPPLEMENTAL TIME STEPS :
o Time Tlme step ' :
‘0.0000E+00 -~ - 1.0000E-02
.4.0000E+400 . 1. 0000E~ ~-01

§}0000E+00 '_' 0. 0000E+00
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B-B AST FHA in FHB - 1000cfm €R Unfilt Inleakage - No Decay with FHB Filtration.o0

#######################################################################'
RADTRAD Version 3.03 (Spring 2001) run on 11/15/2004 at 0:55:48
#######################################################################

FHE44  HEd44

T I B § 4 heeed
R I T D D 2 R
R N T T TN ST S
TR 2 T T R 11T 2 S S
A T
R A 2 2 T S

TR T N 111 #

####################################################################
Dose Output
####################################################################

Detailed mode111nformatlon at»tlme (H) = 48.0001

EAR Doses:

Time (h) = 48.0001 Whole Body ~ Thyroid TEDE

Delta dose (rem) 1.6852E-05 4.3740E-03 1.5047E-04
Accumulated dose (rem) 1.6852E-05: 4.3740E-03 1.5047E-04 -
LPZ Doses:

Time (h) = :48.0001  Whole Body Thyroid TEDE

Delta dose (rem) 1.4148E-06 3.6722E-04 1.2633E=05

Accumulated dose (rem) 1.41485-06' 3.6722E-04 1.2633E-05 )
Control”Rdbm Doses: V
Time (h) = 48.0001 Whole Body = Thyroid TEDE

. - Delta dose (reml _ 1.81782—10'18f4056E-07 2.5860E-08
,.Accumulated dose (rem) 1.8178E-10 8.4056E-07 2.5860E-08 .~

; Detailed model information at time (H) = 48.5000

‘,EAB,Doses:fi, 

 Time (h) = ~48ﬁ5600 ~13thle Body ’€Thyroia TEDE -

. Delta dose: {rem) . 2.4095E-01  6.2617E+01 2.1538E+00 "
Accumulated dose-(rem) 2.4097E-01 .6.2621E+01 2.1539E400
LPZ Doses: - ... | 4

" Timé (H) = 48.5000 Whole Body - Thyroid TEDE =~ - .
Delta -dose -“(rem) .. 2.D229E-02 " 5.2570E+00 1.8082E~-0%-. -

- Accumulated dose (rem)  2.0231E-02 ..5.2574E+00 1.8083E-01 - -

Control{Roovaoses:
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- B-BASTFHA in FHB 5:1000cﬁn CR Unfilt lhlg:akage - No Decay with FHB fil;ration.oO

“Time (h) = 48.5000

T Whoie E@dy
""Delta dose (rem) 2.1429E-02
2.1429E-02

Accumulated dose (rem)
.‘Deﬁailed model information at'time

' 'EAB Doses:

Time (h) = 50.0000 ° Whole Body
Delta dose” (rem) 2.3293E-01

Accumulated dose (rem) 4.7390E-01
LPZiDésés:‘
Time ' (h} = 50.0000
- Delta dose (rem) 1.9556E-02
Accumulated dose (rem) -3.9786E-02
fcoﬁﬁrél Room Doses:
‘Time (h) = 50.0000 = Whole Body
Delta dose (rem) 7.8068E-02
‘Accumulated dose (rem) 9.9497E-02

:DetéiledAmédel infofmation af time

vvﬁAB DQses:

Time th) = 56.0000  Whole Body
Delta dose (rem) 0.0000E+00
Accqmulated_dose (rem) 4.,7390E-01

'LPZ Doses:

“Time (h) = 56.0000  Whole Body

~-Delta dose (rem) 0.0000E+00

" Becumulated dose (rem) 3.9786E-02

Z,Control Room Doses:

Time (h) = 56.0000 Whole Body -

Delta dose (rem) - 2.9631E-03
° Accumulated dose (rem) 1.0246E-01

Whole Body

‘Thyroid

9.9261E+01

-9.9261E+01

1.3462E+02

TEDE
3.0536E+00 "
3.0536E+00

(H) =  50.0000

Thyroid TEDE
6.0675E+01 2.0864E+00
1.2330E+02 4.2403E+00
Thyroid 'TEDE
5.0940E+00 1.7516E-01
1.0351E+01 3.5599E-01
Thyroid TEDE
3.5363E4+01 1.1583E+00
1.3462E402 4.2119E+400
(H) = 56.0000
Thyroid TEDE
0.0000E+00 0.0000E+00
1.2330E+02 4.2403E+00
Thyroid ,TEDE
0.0000E+00 0.0000E+00
1.0351E+01 3.5599E-01
Thyroid TEDE -
3.7067E~04 2.9744E-03

4.2149E+00

':_;Detai;ed model info:hation atrﬁime (H)y = 72;0000

EAB boses;

‘Time (h) = 72.0000  Whole Body
Delta dose (rem) 0.0000E+00

- Accumulated dose (rem) 4.7390E-01

LPZ Doses:
Time (h) = 72.0000  Whole Body .
Delta dose (rem) 0.0000E+00
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1.2330E+02
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0.0000E+00
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B-B AST FHA in FHB - 1000cfm CR Unfilt Inleakage - No Decay with FHB Filtration.o0

Accumulated dose (rem) 3.9786E-02 1.0351E+01 3.559%E-01

Control Room Doses:

Time (h) = 72.0000 Whole Body Thyroid TEDE
Delta dose (rem) 1.6336E-09 2.5536E-33 1.6336E-09
Accumulated dose (rem) 1.0246E-01 1.3462E+02 4.2149E+00
Detailed model information at time (H) = 144.0000

EAE Doses:

Time (h) = 144.0000 Whole Body Thyroid TEDE
Delta dose (rem) 0.0000E+00 0.0000E+00 0.0000E+00

Accumulated dose (rem) 4.73%0E-01 1.2330E+02 4.2403E+00

LPZ Doses:
Time (h) = 144.0000 Whole Body Thyroid TEDE
Delta dose (rem) 0.0000E+00 O0.0000E+00 O.0000E+00

Accumulated dose (rem) 3.9766E-02 1.0351E+01 3.559%E-01

Control Room Doses:

Time (h) = 144.,0000 Whole BRody Thyroid TEDE
Delta dose (rem) 9.7059E-26 4.1537-110 9.7059E-26
Accumulated dose (rem) 1.0246E-01 1.3462E+02 4.214¢E+400
Detailed model information &t time (H) = 768.0000

ERE Doses:

" Time (h) = 768.0000 Whole Body  Thyroid TEDE
Delta dose (rem) 0.0000E+00 O0.0000E+400 O0.0000E+00
Accumulated dose (rem) 4.7390E-01 1.2330E402 4.Z2403E+00
LPZ Doses:

Time (h) = 768.0000 Whole Body Thyroid TEDE
Delta dose (rem) 0.0000E+00 0.0000E+00 O0.00COQE+00

Accumulated dose (rem) 3.9786E-02 1.0351E+01 3.5599E-01
Control Room Doses:
Time (h) = 768.0000  Whole Body Thyroid TEDE

Delta dose (rem) €.0614-101 O0.0000E+00 6.0614-101
Accumulated dose (rem) 1.0246E-01 1.3462E+02 4.2149E+00

668
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I-131 Summary
FHEAH4RHH4HEAAHEMHAANNAHEHEHHGLHEHLEEARA0RHEHAIEHIHHIRRABRALERAHRNES

Containment Volume Environment Control Room
Time (hr) I-131 (Curies) I-131 (Curies) I-131 (Curies)
48.000 5.7951E+402 2.0515E~02 1.5957E-04
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'B-B AST FHA in FHB - 1000cfm CR Unfilt Inleakage - No Decay with FHB Filtration.o0

48.260 4.0068E+02 .7840E+02 1.0841E+00

1
48.500 - 2.8499E+402 2.9379E+02 - 1.4087E+00
48.750 4.8500E+01 " 5.3015E+02 1.7440E-01
©49.000 8.2537E+00 5.7038E+02 . 2.5713E-02
49,250 1.4046E400 5.7722E+02. "4,1350E-03
49.500 2.3904E-01 5.7839E+02 6.8907E-04
49,750 4.0679E-02- 5.7859E+02 - 1.1638E-04
" 50.000" 6.9228E-03 5.7862E+02 1.9751E-05
50.250 6.9166E-03 5.7862E+02 1.1993E-06
50.500 6.9104E-03 . 5.7862E402 7.2816E-08
50.750 6.9042E-03 5.7862E+02 4.4212E-09
- 51.000 6.8980E-03 5.7862E+02 - 2.6844E-10
. 51,250 6.8918E-03 5.7862E+02.. 1.6299E-11
" 51.500 6.8856E-03 5.7862E+02 9.8965E-13
51.750 6.8794E-03 ° 5.7862E+02 6.0089E-14
52.000 6.8732E-03 - 5.7862E+02 3.6485E-15
52.400 6.8634E-03 .. 5.7862E+02 4.1249E-17
52.700 6.8560E-03 5.7862E+02 1.4302E-18
53.000 6.8486E-03 . . 5.7862E+02" . 4.9586E~20
.53.300 6.8412E-03 - 5.7862E+02 - 1.7192E-21
53.600 6.8338E-03 - '5.7862E+02 5.9609E-23
53.900 6.8265E-03 © 5.7862E+02 2.0668E-24
- 54,200 6.8191E-03 5.7862E+02 7.1658E-26
54,500 6.8118E-03 5.7862E+02 2.4845E-27
© 54,800 6.8044E-03 - 5.7862E402 8.6142E-29
©..55.100 6.7971E-03 5.7862E+02 ~ 2.9867E-30
- 55.400 6.7898E-03 5.7862E+02 1.0355E-31
. 55,700 6.7825E-03 5.7862E402 3.5904E-33
- 56.000 6.7752E~03: 5.7862E+02 - 1.2449E-34
~56.300 6.7679E~03 5.7862E+02 4.3161E-36
© 56.600 6.7606E-03 - 5.7862E+02 1.4965E-37
56.900 6.7533E-03" . 5.7862E+02 “ 5.1886E-39
. 57.200 6.7460E-03 5.7862E+02 1.7990E-40
-.57.500 6.7388E~03 5.7862E+02 6.2373E-42
57.800 6.7315E-03 . .5.7862E+02 2.1626E~43
"58.100 6.7243E-03 5.7862E+02 7.4981E-45
58.400 6.7170E-03. 5.7862E+02 2.5997E-46 -
72.000 6.3968E-03 .. 5.7862E+02 1.6854-112
. 144.000 4.9390E-03 5.7862E+02 0.0000E+00
) 768 000‘ 5. 2500E 04 5.786ZE+02 0.0000E+00

####################################################################
' .. ‘Cumulative Dose Summary. :
o #################################################################### ,

-Control_Room '
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PR JEaB LPz =
- Time Thyroid "' .TEDE . = Thyroid TEDE -~ -~ Thyroid TEDE -
w2 {h¥) .. . {(rem) (rem) : . {rem) “trem). . “(rem) A{xeém)
© 7 48.000 0.0000E+00 0. 0000E+00‘0.0000E+00 0. 0000E+00 0 0000E+00. 0. 0000E+00
“f_148}260 3.8031E+01 1.3082E+00-3.1929E+00 1.0983E- 01 3. 43795+01'1 .0577E400
. 48,500 -6.2621E+01 2.1539E+00 5.2574E+00 1.8083E~01 9.9261E+01 3.0536E+00
" "48.750 1.1298E+402 3.8855E+00 9.4849E+400 3.2621E-01 1.2984E+02 4.0137E+400
749,000 1.2154E+02 4.1800E+00 1.0204E+01 3.5093E401‘1.3388E+02 4.1603E+00
7 49.250-1.2300E+02 4:2301E+001.0326E+01 -3.5514E-01 1.3450E+02 4.1934E+00"
© 49,500 1.2325E+02-4;23862*00»1L0347E+01“3.55858-01f113460E+02 4.2045E+00 .
- 49,750 1.2329E402 4.2400E+00 1:.0351E+01 3.5597E-01 1.3462E+02 4.2094E+00
50.000 1.2330E+02 4.2403E+00 1.0351E+01 3.5599E-01 1.3462E+02 4.2119E+00



©50.250
50.500

'50.750-

"51.000

. 51.250

51.500
51.750
"52.000

. 52.400

52.700

53.000

153.300
©53.600
- 53.900
54.200

- 54.500
54.800
55.100
55.400

..55.700

56.000
56.300
| 56.600
156.900

- 57.200
57.500

57.800
58.100
58.400
72.000

144.000

768.000

1.2330E+02

'1.2330E+402

'1.2330E+02

1.2330E+02
1.2330E+402

'1.2330E402
‘1..2330E+02"

1.2330E+02
1.2330E+402

B-B AST FHA in FHB - 1000cfm CR Unfilt Inleakage - No Decay ‘with—FHVB Filtration.o0.

1.2330E402

1.2330E+02"
1.2330E+402
1.2330E+02

'1.2330E+02

1.2330E+02
1.2330E+02 .
1.2330E+02
1.2330E+402

1.2330E+02
1.2330E+402

1.2330E+02"
1.2330E+02
1.2330E+02
1.2330E+02
1.2330E+02
1.2330E+02
1.2330E+02°
1.2330E+02
1.2330E+02

1.2330E+02
1.2330E+02
1.2330E+402
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4, 24035+oo
4.2403E+00
4.2403E+00

'4.2403E+00

o

.2403E+00
«2403E+400
:2403E+00
-2403E+00
-2403E+00
.2403E+00

.2403E+00
.2403E+00
.2403E+400
.2403E+00

.2403E+00
.2403E+00

.2403E+00
.2403E+00
.2403E+400
22403E400
.2403E400
+2403E+400
:2403E+00
.2403E400
.2403E+00
.2403E+400
.2403E+00
.2403E+00
.2403E+00

.2403E+00

.2403E+00"

.2403E+00"

1.0351E+01
'1.0351E+01
1.0351E+401

1,0351E+01
1.0351E+01
1.0351£+01
1.0351E+01
1.0351E+01
1.,0351E+401
1.0351E+01
1.0351E+01
1.0351E401
1.0351E+01
1.0351E+01

'1.0351E+01

1.0351E+01

1.0351E+01°

1.0351E+01

1.0351E+01
1.0351E+01
1.0351E+01

1.0351E+401
1.0351E+401

1.0351E+401
1.0351E401

1.0351E+01
1.0351E+01
1.0351E+01

1.0351E+01

1.0351E+01
1.0351E+01
1.0351E+01

3.5599E-01
3.5599E-01 -

3.5599E~01

'3.5599E-01

3.5599E-01
3.5599E-01
3.5599E-01
3.5599E-01
3.5599E~01
3,5599E-01
3.5599g-01
3.5599E-01
3.5599E-01

3.5599E-01

3.5599E-01
3.5599E-01
3.5599E-01
3.5599E-01
3.5599E-01
3.5599E~01
3.5599E-01
3.5599E-01
3.5599E-01
3.5599E-01
3.5599E-01
3.5599E-01
3.5599E-01
3.5599E-01

'3.5599E-01

3.5599E-01

3.559%E-01"

3.5599E-01
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.3462E+02
.3462E+02
.3462E402
.3462E+02
.3462E402
.3462E+02
.3462E+02
.3462E+02
.3462E+02
.3462E+02
.3462E+02
.3462E+02
.3462E+02
.3462E+02
.3462E+02
.3462E+02
.3462E+02
.3462E+02
.3462E402
.3462E+02
.3462E+02
.3462E+02
.3462E+02
.3462E402
.3462E+02
.3462E+02
.3462E+02
.3462E+02

.3462E+02 "

.3462E+02
.3462E+02

.3462E+GZ.

4.2133E+00
4.2140E+00
4.2144E400
4.2147E+00
4.2148E+00
4.2148E+00

4.2149E4+00

4.2149E+00
4.2149E+00
4.2149E400
4.2149E+00
4.2149E+400
4.2149E400
4.2149E+00
4.2149E+00
4.2149E+00
4.2149E+00
4.2149E+00
4.2149E+00
4.2149E+00
4.2149E+00

4.2149E+00

4.2149E+00
4.2149E+00
4.2149E+400

‘4.2149E+00

4.2149E+00
4.2149E+400
4.2149E+00
4.2149E+00
4.2149E+00
4.2149E+00

####################################################################
Worst Two-Hour Doses
####################################################################

EAB

Time "

(hr)
48.0

Whole'Body

(rem)

~4.7390E-01 ]

Thyroid : -TEDE
- {rem)’ (rem) -
1 2330E+02 4 2403E+00
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Computer Disclosure Sheet
Disaipline Nuclear '

Ciién‘t:h’;:ﬂi‘ Exeldn Corpc-ration T Date

S November 2004
Project: - Byron/Braldwood Sfations FHA AST JobNo. 26760-NCS0023.CALC 4
Program(s) used: . Rev No, RevDate Calculation Set No.: ‘YBY'R04-04'7', BRW.04.0041-M, Rev. 1 |
RADTRAD 3.03 (Aﬂachments B&E) 0 12/23/2002 _ ' . Status [ ] Prelim.
[ X1 Finatl
- ] Void
WGI Prequalificatioh [X]Yes |
Run No R v . Descnpﬂon )

Analysis Déscnphbﬁ RADTRAD outpul fi les where apphed to calcu!atvohs of FHA dése asseSSrheMs. as descnbed in calcu!atmh

: Thé attached computer output has been reviewed, the input data ¢hecked
Ak ; the résults approved for release. Input criteria for this ahalysis were established.

-Checkeaw P Reiched B

Apbrﬁveﬂ by H Rothstein M W\

Refarks: The RADTRAD corhputer tode is apphed in & fhanner fmmg lts intended purpbse. ahd well withln its opéerating parameters. All
outputs wéré hand checked. Attachments € & O included the Nuclide Informatioh File and Release Fraction and Titning Filé uséd by the
RADTRI‘D ¢ode and generated specif‘ca lly f0r the Byron/Braidwdod Station FHA ana!yses Both werb also hand checked for accuracy.

Cal¢. No. BYR644047 & BRW-M-OOM-M, Rev.» 1, Attachinent F, Pége F-1 6fF-1.




