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Fire Rated Asso=blies
TR 3.12.8

TR 3.12 FIRE PROTECTION

TR 3.L2.8 Fire Rated Assemblies

TRLCO 3.12.8

APPLI ABILITY:

All fire rated assemblies, including walls, floor/ceiLings,
cable tray enclosures and other fire barriers, separating
safety related fire areas or separating portions of
redundant systems important to safe shutdown within a fire
area, and all sealing devices in fire rated assembly
penetrations including fire doors, fire dampers, cable,
piping and ventilation duct penetration seals and
ventilation seals, shall be OPERABLE.

At all times.

ACTIONS
----------------------------------------NOTE-------------------------------------
Separate Condition entry is allowed for each fire rated assembly.
_________________________________________________________________________________

CONDITION REQUIRED ACTION COMPLETION TIME

A. One or more of the A.1 Establish a I hour
above required fire continuous fire watch
rated assemblies on at least one side
and/or sealing devices of the affected
inoperable. assembly(s) and/or

sealing device(s).

OR

A.2.1 Verify the 1 hour
OPERABILITY of fire
detectors on at least
one side of the
inoperable
assembly(s) and
sealing device(s).

AND

A.2.2 Establish an hourly 1 hour
fire watch patrol.

B. One or more fire door B.1.l For an unlocked fire Once per 24 hours
supervision systems door, verify the fire
for electrically door is closed.
supervised fire doors
inoperable. OR

B.1.2 For a locked-closed Once per 7 days.
fire door, verify the
fire door is locked
and closed.

TRM N1ol. I TRM 3.12-29 REV 7E: 03/06


