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2006 Steam Generator Tube Surveillance Report - Tubes Plugged 

Nuclear Management Company, LLC completed an inservice inspection of the 
Palisades Nuclear Plant (PNP) steam generator tubes on April 19, 2006. PNP 
Technical Specification 5.6.8.a requires that the number of tubes plugged in each 
steam generator be reported within fifteen days following the completion of the 
inservice inspection. 

Twenty-two tubes were plugged in steam generator E-50A and ten tubes were plugged 
in steam generator E-50B. The total number of tubes plugged in steam generator 
E-50A is 402. The total number of tubes plugged in steam generator E-50B is 373. 

Summaw of Commitments 

This letter contains no new commitments and no revisions to existing commitments. 
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