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May 22, 2006

Subject: AP1000 COL Technical Report Submittal

In support of Combined License application pre-application activities, Westinghouse is submitting an
AP1000 Standard Combined License Technical report. These reports complete and document, on a
generic basis, activities required for COL information items in the AP 1000 Design Control Document.
This report is submitted as part of the NuStart Bellefonte COL Project (NRC Project Number 740). The
information included in this report is generic and is expected to apply to all projects referencing the
APIOOO Design Certification.

The purpose for the submittal of this report and the expected pre-application review was explained in a
March 8, 2006 letter from NuStart to the NRC.

Pursuant to 10 CFR 50.30(b), APP-GW-GLR-0 17, Rev. 0, "Resolution of Common Q NRC Items for
AP 1000," (Technical Report Number 42) is submitted as Enclosure 1 under the attached Oath of
Affirmation

It is expected that when the NRC review of these reports is complete, the subject COL Information Items
will be considered complete for COL applicants referencing the AP1000 Design Certification.

Questions or requests for additional information related to the content and preparation of these reports
should be directed to Westinghouse. Please send copies of such questions or requests to the prospective
applicants for combined licenses referencing the AP1000 Design Certification. A representative for each
applicant is included on the cc: list of this letter.

Very truly yours,

A. Sterdis, Manager
Licensing and Customer Interface
Regulatory Affairs and Standardization 7c c7
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/Attachment

1. "Oath of Affirmation," dated May 22, 2006

/Enclosure

1. APP-GW-GLN-0 17, Rev. 0, "Resolution of Common Q NRC Items for AP 1000," (Technical
Report Number 42)
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ATTACHMENT 1

UNITED STATES OF AMERICA

NUCLEAR REGULATORY COMMISSION

In the Matter of: )

NuStart Bellefonte COL Project

NRC Project Number 740
)

APPLICATION FOR REVIEW OF
"AP1000 GENERAL COMBINED LICENSE INFORMATION"

FOR COL APPLICATION PRE-APPLICATION REVIEW

Stephen R. Tritch, being duly sworn, states that he is President and CEO for Westinghouse Electric
Company; that he is authorized on the part of said company to sign and file with the Nuclear Regulatory
Commission this document; that all statements made and matters set forth therein are true and correct to
the best of his knowledge, information and belief.

Stephen R. Tritch
President and CEO

Subscribed and sworn to
before me this 22fig day
of May 2006.

I`f
COMMONWEALTH OF PENNSYLVANIA

Notarial Seal
Lorraine M. Piplica, Notary Public

SMMevie Boro, Aflegheny County
W Cmmissio Expires Dec. 14,2007

Member, Pennsylvania Association Of Notaries
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ENCLOSURE 1

APP-GW-GLN-017, Rev. 0

"Resolution of Common Q NRC Items for AP1000 "

Technical Report Number 42
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INTRODUCTION

This report summarizes the resolution of the 10 Generic Open Items (GOIs) and 14 Plant Specific Action
Items (PSAIs) associated with NRC review of the Westinghouse Common Qualified (Common Q)
Platform for the AP1000 plant specific design. The resolution of generic open items and plant-specific
action items resulting from NRC review of the I&C platform is identified in API000 Design Control
Document (DCD, Reference 1) Subsection 7.1.6. The resolution for generic open items and plant-specific
action items is identified as COL Information Item 7.1-2 (FSER {Reference 2} Action Items 7.1.7-1 and
7.2.3-1) in DCD Subsection 7.1.6. GOI item 7.9 also provide information that was requested by ITAAC
2.5.2-8. Reference to this item will be will be made in future NRC ITAAC closure process. At this time,
the ITAAC closure process is being developed by NRC and Industry.

COL Information item 7.1-2 is as follows:

Combined License applicants referencing the AP1000 certified design will provide resolution for
generic open items and plant-specific action items resulting from NRC review of the I&C platform.
This will include definition of a methodology for overall response time testing.

For the GOIs, resolution was provided as part of the Common Q , NRC review process. The NRC has
issued an SER that generically closed all of the GOIs, with the exception of GOI item 7.8. Westinghouse
will be submitting a generic Common Q report to close GOI 7.8., For GOls, 7.1 thru 7.7, the generic
resolutions that was provided to NRC and reviewed and approved ( References 4,6,7) are applicable to
the AP1000 design. For items GOI 7.8, 7.9 and 7.10, additional AP1000 specific information is provided
in this report to supplement to Common Q generic design. A discussion of each GOI is provided in the
report. The generic information provided in the NRC review of Common Q and the additional
information provided in this report provides closure of all of the GOI items for API000.

As part of the review process, the NRC also issued Plant Specific Action Items 6.1 thru 6.13. These
action items were provided by the NRC as a check list for any utility that would be implementing a
Common Q I&C system(s) up-grade. The PSAIs were written for an operating plant implementing a
Common Q upgrade, therefore some of the language, may not directly be applicable to a new plant. This
report provides a discussion on how each of the PSAIs either have been addressed or will be addressed for
the AP1000 design. In each case where a PSAI has not been addressed in the existing design, reference to
an ITAAC that will provide the requested information for the plant action item. This report provides a
discussion of how each PSAI is addressed.

TECHNICAL BACKGROUND AND CONCLUSIONS

Background

By letter dated June 5, 2000, Westinghouse (formerly CE Nuclear Power) submitted Reference 3 to the
NRC for review, describing the design of the Common Qualified (Common Q) platform for safety-related
instrumentation and control (I&C) applications in nuclear power plants.

Reference 4 is the NRC safety evaluation (SE) report regarding the Reference 3 topical report. The SE
provided the results of the NRC staffs review of the topical report, the accompanying appendices, and
other supporting documents. Based on the information provided and the review conducted, the staff
concluded that the design of the Common Q platform meets the relevant NRC regulatory requirements
and is acceptable for safety-related instrumentation and control (I&C) applications in nuclear power
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plants, subject to the satisfactory resolution of the generic open items (GO) listed in Section 7.0 of the
SE, and the plant specific action items (PSAI) listed in Section 6.0 of the SE.

The Common Q platform is a computer system consisting of a set of commercial-grade hardware and
previously developed software components dedicated and qualified for use in nuclear power plants. The
Common Q platform was developed by CENP from the standard AC160 computer system developed by
ABB Automation Products, GmbH (ABB Products) of Europe. The Common Q platform is loaded with
plant-specific application software to implement various nuclear plant safety system applications. The
hardware components of the platform are:

* Advant Controller 160 (AC16O) with PM646A processor module

* S600 input and output (S600 I/O) modules

* Bus communication interface (C1631) modules

* Power supply modules

* Communication systems

* Flat-panel display system (FPDS)

* Component Interface Module (CIM)

* Watchdog timer

* AFlOO Interface (C1631)

The AC1 60 software, residing on flash PROM in the processor module, consists of a real-time operating
system, task scheduler, diagnostic functions, communication interfaces and plant specific application
programs. The application program is created using the Asea Brown Boveri (ABB) Master Programming
Language (AMPL) Configuration Control (ACC) software development environment that includes a
function block library for creating specific logic for the application.

The safety-related I&C systems based on the application of Common Q platforms provide protection
against unsafe reactor operation during steady state and transient power operations. They also initiate
selected protective functions to mitigate the consequences of design basis events and accidents, and to
safely shut down the plant by either automatic means or manual actions.

To ensure that the digital I&C systems are implemented properly, the staff considered regulatory
requirements, technical positions, guides, and standards in the Standard Review Plan (SRP), (NUREG-
0800) Chapter 7, Revision 4, June 1997, in the review of the Common Q platform design.

Conclusions

This report addresses the resolution of generic open items (G01) and plant specific action items (PSAI) as
requested by Combined License Information Item 7.1-2 of the AP I000 Design Control Document (DCD),
Table 1.8-2. These items were identified during the NRC's review of the Westinghouse Topical Report
WCAP 16097-P-A (Common Q Platform). The GOIs and PSAIs apply to the API 000 Protection and
Safety Monitoring System (PMS) as described in this report.
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Included, as part of the GOI 7.9 resolution, is a description of communications between APl000 safety
and non-safety systems, resulting in the following additional conclusions:

The PMS provides process signals to the Plant Control System (PLS) through the Advant to Ovation
Interface (AOI). This is implemented with a physically unidirectional fiber optic data link that serves as
an isolation device that prevents credible faults from propagating into the PMS from the PLS. (DCD Tier
1 (ITAAC) 2.5.2-8, Item 7.a)

The PMS provides process signals to the Data Display and Processing System (DDS) through the Advant
to Ovation Interface (AOI). This is implemented with a physically unidirectional fiber optic data link that
serves as an isolation device that prevents credible faults from propagating into the PMS from the DDS.
(DCD Tier 1 (ITAAC) 2.5.2-8, Item 7.b)

The data communication between the safety system and non-safety systems does not inhibit the
performance of the safety function. (DCD Tier I (ITAAC) 2.5.2-8, Item 7.c)

The priority logic in the Component Interface Module ensures that the automatic safety functions and
Class lE manual controls both have priority over the non-Class 1E soft controls. (DCD Tier 1 (ITAAC)
2.5.2-8, Item 7.d)

GENERIC OPEN ITEMS

The NRC staff identified 10 generic open items (GOIs) in Section 7 of the Reference 4 safety evaluation
of the Common Q platform. Each GOI and its resolution are presented below.

GOI 7.1

Westinghouse (formerly CENP) has committed to develop a new I/O module or re-design some of those
already considered for use in the Common Q platform in order to meet the performance requirements of
EPRI TR-l 07330.

GOI 7.1 Resolution

A new analog input (Al) module, the A1685, has been developed and qualified. The previous S600
resistance-temperature detector (RTD) and thermocouple (TIC) modules did not have adequate sampling
time for inputs required for protection. The A1685 can be configured for use as a voltage, RTD, or T/C
analog input and has been qualified for environmental, seismic and EMC conditions. The A1685 design
and qualification are documented in Reference 5. This report was submitted to the NRC in August 2002.

On February 24, 2003 the NRC issued Reference 6. This report states that the A1685 analog input
module is acceptable for use in safety systems in nuclear power plants. Also, the staff reviewed the
changes that incorporate the AI685 into Revision 2 of the main body of the topical report and concluded
that these changes are appropriate and acceptable.

Item GOI 7.1 was previously closed by the NRC by the Common Q review process. This resolution is
applicable to the APIOOO design.

GOI 7.2

Westinghouse (formerly CENP) has not yet finalized the selection of the Common Q power supplies.
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GOI 7.2 Resolution

The Common Q Power Supply System has been developed and qualified for environmental, seismic and
EMC conditions. This is documented in Reference 5. This report was submitted to the NRC in August
2002.

On February 24, 2003 the NRC issued Reference 6. This report states that the staff has audited the
development of the supplemental Common Q hardware and finds that Westinghouse has continued to
follow its prescribed procedures. The staff concluded on that basis that the Common Q power supplies,
as well as the other supplemental Common Q hardware components included in the Summary
Qualification Report, are manufactured and/or dedicated in accordance with the applicable regulatory
1OCFR Part 50, Appendix B, quality assurance requirements.

Item GOI 7.2 was previously closed by the NRC by the Common Q review process. This resolution is
applicable to the API 000 design.

GOI 7.3

Westinghouse (formerly CENP) has not submitted information on the design or dedication of the
hardware watchdog timer and it has not yet been subjected to testing for environmental qualification.

GOI 7.3 Resolution

The internal PM646A watchdog timer meets the requirements for this on-line monitoring tool for
Common Q system applications. Environmental qualification testing of the PM646A has been
completed. This is documented in Reference 5. This report was submitted to the NRC in August 2002.
A revision to the Common Q topical report was also submitted that describes the use of the internal
PM646A watchdog timer.

On February 24, 2003 the NRC issued Reference 6. This report states that the staff has concluded that the
internal PM646A watchdog timer has been qualified to meet the EMC, environmental, and seismic
requirements for digital I&C safety systems in nuclear power plants to stated conditions. Westinghouse
has acceptably addressed the staffs concerns regarding the qualification of the Common Q components.
Also, the staff has reviewed the substitution of the built-in hardware watchdog timer function for the
previously planned separate hardware watchdog timer module and concluded that the substitution of the
built-in watchdog timer function in the design continues to meet the applicable regulatory requirements.
The staff concluded, therefore, that these changes to the text in the topical report and appendices are
appropriate and acceptable.

Item GOI 7.3 was previously closed by the NRC by the Common Q review process. This resolution is
applicable to the AP1000 design.

GOI 7.4

Westinghouse (formerly CENP) has committed to arrange a value-added reseller agreement with QSSL
that is similar to BA AUT-99-ADVANT-00, the value-added reseller agreement it has with ABB
products. A value-added reseller agreement is needed to satisfy the configuration control and incoming
inspection requirements of EPRI TR-106439.
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GOI 7.4 Resolution

On June 22, 2001 the NRC issued Reference 7. This report states that the staff has reviewed the value-
added reseller agreement with QNX Software Systems Limited (QSSL), the vendor for the flat panel
display system (FPDS) operating system and display system, and concludes that it satisfies the
configuration control and incoming inspection guidance of EPRI TR-106439. The reseller agreement is,
therefore, acceptable.

Item GO 7.4 was previously closed by the NRC by the Common Q review process. This resolution is
applicable to the AP1000 design.

GOI 7.5

Westinghouse (formerly CENP) will perform additional EMC tests and measurements on the PM646.

GOI 7.5 Resolution

The PM646 processor module has been modified to the PM646A. This modification involved the
removal of an internal terminating resistor for the High-Speed Data Links (HSLs). The link termination
resistor is now external to the module, permitting high-speed data link output to multiple processors using
a multi-drop configuration. Additional EMC tests and measurements were performed using the PM646A.
These tests are documented in Reference 5. This report was submitted to the NRC in August 2002. A
revision to the Common Q topical report was also submitted that describes the modification of the PM646
to the PM646A.

On February 24, 2003 the NRC issued Reference 6. This report states that the staff concluded that the
internal PM646A processor module has been qualified to meet the EMC, environmental, and seismic
requirements for digital I&C safety systems in nuclear power plants to stated conditions. Westinghouse
has acceptably addressed the staff's concerns regarding the qualification of the Common Q components.
Also, the staff has reviewed the change in resistor in the processor module and concurred that the resistor
change is inconsequential and is, therefore, acceptable. The staff concluded that the PM646 and PM646A
processor modules may be used interchangeably to suit the configuration requirements of the specific
application.

Item GOI 7.5 was previously closed by the NRC by the Common Q review process. This resolution is
applicable to the AP1000 design.

GOI 7.6

Westinghouse (formerly CENP) has not yet conducted seismic and environmental qualification testing on
the non-AC1 60 hardware components. Items not yet tested include the FPDS, watchdog timer, and
power supply modules.

GOI 7.6 Resolution

Seismic and environmental qualification testing on the non-AC160 hardware components has been
completed. These components include the FPDS and the power supply modules. The external watchdog
timer is no longer required. The internal PM646A watchdog timer meets the requirements for this on-line
monitoring tool for Common Q system applications (refer to resolution of G01 7.3 above). The seismic
and environmental testing is documented in Reference 5. This report was submitted to the NRC in
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August 2002. A revision to the Common Q topical report was also submitted that describes the use of the
internal PM646A watchdog timer.

On February 24, 2003 the NRC issued Reference 6. This report states that the staff has audited the
development of the supplemental Common Q hardware and finds that Westinghouse has continued to
follow its prescribed procedures. The staff concluded on that basis that the supplemental Common Q
hardware components included in the Summary Qualification Report are manufactured and/or dedicated
in accordance with the applicable regulatory IOCFR Part 50, Appendix B, quality assurance requirements.
The staff concluded that Westinghouse has acceptably addressed the staff's concerns regarding the
qualification of the Common Q components, both AC 160 and non-AC160.

Item GOI 7.6 was previously closed by the NRC by the Common Q review process. This resolution is
applicable to the AP1000 design.

GOI 7.7

The staff has reviewed the information in the SVVP about software module testing and finds that the
information provided is not sufficient for the staff to arrive at a conclusion about the adequacy of the
scope of the tests for validating a software module.

GOI 7.7 Resolution

On June 22, 2001 the NRC issued Reference 7. This report states that Westinghouse submitted additional
information indicating in which sections of CE-CES-I 95, Rev. 01, "Software Program Manual for
Common Q Systems", and topical report CENPD-396-P, Rev. 1, "Common Qualified Platform," the staff
would find the Westinghouse procedures for performing software module testing. The staff has reviewed
the indicated sections and concludes that the procedures specified therein satisfy the software verification
and validation program (SVVP) requirements of IEEE Std 74.3.2-1993 with regard to testing of software
modules and are, therefore, acceptable.

Item GOI 7.7 was previously closed by the NRC by the Common Q review process. This resolution is
applicable to the API000 design.

GOI 7.8

Westinghouse (formerly CENP) needs to provide in future submittals the design information for the loop
controllers to support their diversity from the Common Q components.

GOI 7.8 Resolution

This GOI relates to the "level 3 loop controllers" referenced in the Common Q topical report integrated
solution (Appendix 4). The level 3 loop controllers (LCs) provide component control based on signals
from the ESFAS. Westinghouse is submitting a Common Q revision( June 2006) to address this issue.

In the APIOOO application, the CIM is used to combine signals from the PLS non-safety system soft
controls and from the redundant ILCs in the PMS. Demand signals from the DAS automatic functions and
the DAS manual switches bypass the CIM and interface to redundant component actuators. The CIM is
configured to operate in state-based priority for the AP1000 application. This allows the preferred failure
mode of the component to have the highest priority. The AP1000 application is shown in Figure 1.
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With the generic submittal to the NRC on the CIM and the information presented above, this issue can be
closed for API000.

GOI 7.9

The staff has reviewed the approach for the integrated solution of using the ITPs and the AF100 buses to
provide separation of safety and non-safety signals and finds that there is not sufficient detail to permit an
evaluation against the independence requirements set forth in IEEE Std 74.3.2 (Reference 8). This must
be the subject of a future {Westinghouse (formerly CENP)} submittal.

GOI 7.9 Resolution

On June 22, 2001 the NRC issued a Safety Evaluation Report, Reference 7. This report states that
Westinghouse has revised Appendix 4, "Common Qualified Platform Integrated Solution," to provide
additional information on the use of the interface and test processors (ITPs) and the AF100 buses to
provide separation of safety and non-safety signals. The staff has reviewed the revised information in
Appendix 4, Rev. 2 on the use of the 1TPs and the AF100 buses to provide separation of safety and non-
safety signals and finds that the conceptual approach as presented therein is consistent with the
independence requirements set forth in EEE Std 7-4.3.2. The staff, therefore, concludes that this
conceptual approach may be used for guidance for the anticipated application-specific and plant-specific
designs involving the integration of multiple Common Q digital instrumentation and control (I&C)
upgrades. This closes GOI 7.9 as far as the conceptual approach is concerned, but the evaluation of each
forthcoming design remains a plant-specific action item because the staff finds that the forthcoming
details of the actual designs may require an evaluation against the independence requirements for safety
systems in specific nuclear power plants.

The following plant-specific design information is provided for APIOOO communication functions to
close GOI 7.9. Although conceptually the same, the API000 I&C system differs in some details from the
integrated solution described in Appendix 4, "Common Qualified Platform Integrated Solution." These
differences, as they apply to GOI 7.9, are described below.

The API000 I&C system implements safety to non-safety communications and non-safety to safety
communications in different ways.

Safety to Non-Safety Communication

The safety to non-safety communication is implemented with the Advant to Ovation Interface (AOl). The
function of this interface is to provide dataflow from the AF100 bus of the Common Q safety system to
the data highway of the Ovation non-safety system. The physical medium used is a dedicated physically
unidirectional fiber optic Fast Ethernet data link. One node of the Fast Ethernet data link is the
Maintenance and Test Panel (MTP) flat panel display system in the PMS. The other node of the Fast
Ethernet data link is a non-safety workstation within DDS, that is a drop on the non-safety real-time data
network. This arrangement is shown in Figure 2.

As mentioned above, the dedicated Fast Ethernet link used to connect the safety system to the non-safety
system is fiber optic and is physically unidirectional. This arrangement provides electrical isolation
between the systems and prevents all dataflow (data, protocols and handshaking) from the non-safety
system to the safety system. Thus:
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1. The PMS provides process signals to the DDS through isolation devices. The unidirectional fiber
optic datalink serves as the an isolation device that prevents credible faults from propagating into
the PMS from the DDS. (DCD Tier 1 (ITAAC) 2.5.2-8, Item 7.b)

2. Since the PLS utilizes the DDS network, the PMS also provides process signals to the PLS
through DDS. Again, the unidirectional fiber optic datalink serves as an isolation device that
prevents credible faults from propagating into the PMS from the DDS. (DCD Tier 1 (ITAAC)
2.5.2-8, Item 7.a)

3. Since the physical unidirectional nature of the connection prevents all dataflow from non-safety
system to safety system, the data communication between the safety system and the non-safety
systems does not inhibit the performance of the safety function. (DCD Tier 1 (ITAAC) 2.5.2-8,
Item 7.c)

Non-Safety to Safety Communication

The non-safety to safety dataflow is not implemented using communication links; rather it is implemented
using discrete digital signals. These signals are used to implement non-safety manual ESF system level
actuations, manual blocks and resets, manual reactor trip, and manual component level controls.

The non-safety manual ESF system level actuations, manual blocks and resets, manual reactor trip
originate from dedicate switches in the RSW.

The manual component controls originate in the PLS. To reduce the number of signals (cables) that must
be run from the non-safety system to the safety system, the non-safety system's remote I/O capability will
be used to deliver the signals to the safety system. Specifically, a remote I/O node from the non-safety
system will be physically located within each division of the safety system. The remote I/O node will be
electrically isolated from the non-safety system by the fiber optic remote I/O bus. The node controller will
be powered by the safety system and will be qualified as Associated Class IE equipment.

The remote I/O node will include one or more Class IE component interface modules (CIM). Internally
these modules contain the equivalent of a digital output module. The resulting signals, corresponding to
the desired functions, are made available to non-processor based priority logic also contained in the
module. The priority logic within the CIM combines the actuation requests with Class 1E automatic
action signals and the Class 1 E manual action requests from the PMS ESFAS subsystem. If conflicting
demands are present, the safe state of the component takes priority.

As mentioned above, the remote I/O bus that is used to connect the non-safety system to the Associated
Class IE remote node controller is fiber optic. This arrangement provides electrical isolation between the
safety system and the non-safety system as required by IEEE 603-1991 (Reference 1). The remote I/O
node implements the communication function and only the resulting digital signals are available to the
Class IE priority logic in the CIM. The simple discrete signal interface within the CIM provides the
communication isolation envisioned by IEEE 74.3.2-1993, Annex G (Reference 15). The priority logic
within the CIM provides functional isolation by only implementing the functionality defined in the PMS
functional design. Thus:

1. The data communication between the non-safety system and the safety systems does not inhibit the
performance of the safety function. (DCD Tier 1 (ITAAC) 2.5.2-8, Item 7.c)

2. The Class lE automatic safety functions and the Class lE manual controls both have priority over the
non-Class IE demands. (DCD Tier 1 (ITAAC) 2.5.2-8, Item 7.d)

COLOI 7.doc-5122/06 
page 8

COL017.doc-5/22/06 page 8



APIOOO Standard
APP-GW-GLR-017 COLA Technical Report

The generic closure of this item provided in reference 3 and the API000 implementation described above
allows item GOI 7.9. to be closed for the APIOQO design.

GOI 7.10

The evaluation of the design for the multi-channel operator station control for the integrated solution
requires detail beyond the scope of the present submittals.

GOI 7.10 Resolution

Common Q multi-channel operator stations are not used in the APIOOO design.

In AP1000, non-safety Ovation Workstations provide for component control of safety components. Non-
safety control workstations are interfaced to the CIMs in PMS via Ovation Controllers. There are four
Ovation Controllers, one per division. Separation between the safety and non-safety systems is provided
by qualified I E isolators. The CIMs arbitrate between inputs from the redundant ILCs and input from the
non-safety Ovation Workstations. This is described in more detail in the resolution to GOI 7.8 above.

This closes GOI 7.10 for API000.
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COLA Technical Report

PLANT SPECIFIC ACTION ITEMS

The NRC staff identified 14 plant specific action items (PSAIs) in Section 6 of the Reference 4 safety
evaluation of the Common Q platform. Each PSAI and its resolution are presented below.

PSAI 6.1

Each licensee implementing a specific application based upon the Common Q platform must assess the
suitability of the S600 1/0 modules to be used in the design against its plant-specific input/output
requirements.

PSAI 6.1 Resolution

The suitability of all new components is assessed to meet applicable requirements in accordance with the
Quality Assurance Program. Performance requirements for these components are assured, for example,
by specifying them in purchase contracts, observing vendor testing and analysis, reviewing vendor
documentation, performing design reviews by the engineering department, and by performing validation
tests after installation. The Quality Assurance Program is described in DCD Chapter 17 (Reference 1).

The PMS input/output categories and the S600 input/output module used to provide the interface are
provided in Table 3-1 below.

Table 3-1. PMS Input/Output Signals

Item I/O Signal Type S600 1/0 Module

I Pulse input DP620

2 Current input AI685

3 Voltage input A1685

4 Resistance Temperature Detectors (RTD) input AI685

5 Mili-volt input (thermocouple inputs) A1685

6 Contact input DI621
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Table 3-1. PMS Input/Output Signals (Cont'd)

Item 1/0 Signal Type S600 1/0 Module

7 Digital input DI621

8 Voltage output AO650

9 Contact output to Air Operated Valve D0620

10 Contact output to Hydraulic Operated Valve D0620

I1I Contact output to Motor Operated Valve D0620

12 Contact output to Solenoid Operated Valve D0620

13 Contact output to Squib Valve D0620

14 Contact output to Circuit Breaker D0620

The S600 input and output modules comply with EPRI -TR-107330. The electrical characteristics of the
input / output modules satisfy the interface requirements of the external components.

The S600 Input/Output modules are designed to fully meet the functional and signal interface
requirements for the safety system input sensors and output loads. The S600 Input/Output modules are
demonstrated to be capable of performing their design function by successful completion of testing,
culminating in a Factory Acceptance Test (FAT) performed by the vendor. Acceptance criteria is based
on the system requirements specification.

This addresses PSAI 6.1 for API000.

PSAI 6.2

A hardware user interface that replicates existing plant capabilities for an application may be chosen by a
licensee as an alternative to the FPDS. The review of the implementation of such a hardware user
interface would be a plant-specific action item.

PSAI 6.2 Resolution

APIOOO safety systems utilize the Flat Panel Display System (FPDS) as developed by Westinghouse for
Common Q safety systems. An alternative hardware interface is not used. Therefore, PSAI 6.2 is not
applicable to AP1000.

This addresses PSAI 6.2 for AP1000.
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PSAI 63

If a licensee installs a Common Q application that encompasses the implementation of FPDS, the licensee
must verify that the FPDS is limited to performing display and maintenance functions only, and it is not
to be used such that it is required to be operational when the Common Q system is called upon to initiate
automatic safety functions. The use of the FPDS must be treated in the plant specific FMEAs.

PSAI 6.3 Resolution

On June 22,2001, the NRC issued Reference 7. This report states that this action item has been resolved
and is considered closed. Therefore, no further evaluation is required.

This addresses PSAI 6.3 for API000.

PSAI 6.4

Each licensee implementing a Common Q application must verify that its plant environmental data (i.e.,
temperature, humidity, seismic, and electromagnetic compatibility) for the location(s) in which the
Common Q equipment is to be installed are enveloped by the environment considered for the Common Q
qualification testing, and that the specific equipment configuration to be installed is similar to that of the
Common Q equipment used for the tests.

Westinghouse configured the Common Q test specimen for seismic testing using dummy modules to fill
all the used rack slots. As part of the verification of its plant-specific equipment configuration the licensee
must check that it does not have any unfilled rack slots.

PSAI 6.4 Resolution

The Common Q safety equipment is located in the Auxiliary Building in a mild (non-harsh) environment.
Therefore, age related degradation is expected to be insignificant for temperature and humidity.

The AP1000 temperature and humidity conditions for qualification of protection and safety monitoring
system equipment are presented in DCD Appendix 3D (Reference 1). Temperature and humidity
qualification of the protection and safety monitoring system equipment is covered by DCD Tier 1
(QITAC) 2.5.2, Item 4 (Reference 1).

The protection and safety monitoring system seismic Category I equipment will be tested or analyzed to
confirm that it can withstand seismic design basis loads without loss of safety function. The seismic
qualification of the protection and safety monitoring system seismic Category I equipment is covered by
DCD Tier 1 (lTAAC) 2.5.2, Item 2 (Reference 1).

The protection and safety monitoring system equipment will be tested or analyzed to confirm that it has
electrical surge withstand capability (SWC), and can withstand the electromagnetic interference (EMI),
radio frequency interference (RFI), and electrostatic discharge (ESD) conditions that would exist before,
during and following a design basis accident without loss of safety function for the time required to
perform the safety function (DCD Tier 1 (ITAAC) 2.5.2, Item 3) (Reference 1).

The as tested API000 PMS Architecture Diagrams will be included in testing reports covered by DCD
Tier I ITAAC 2.5.2 (Reference 1). The Common Q hardware will include dummy modules in unused
chassis slots. The dummy modules populating the unused chassis slots during seismic testing are
essentially the outer cases and front faces of modules similar in size and appearance to the active
modules, but lacking the internal electronics and associated hardware.
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The completion of these activities shall be confirmed by the referenced rTAACs. This addresses PSAI
6.4 for API000.

PSAI 6.5

On the basis of its review of the Westinghouse software development process for application software, the
staff concludes that the SPM specifies plans that will provide a quality software life cycle process, and
that these plans commit to documentation of life cycle activities that will permit the staff or others to
evaluate the quality of design features upon which the safety determination will be based. The staff will
review the implementation of the life cycle process and the software life cycle process design outputs for
specific applications on a plant specific basis.

PSAI 6.5 Resolution

In accordance with the Quality Assurance Program, administrative control procedures are used to
establish software quality assurance and configuration management for process computer software,
firmware and associated software development, computer systems, and associated documentation. They
ensure that the integrity of a process software product is known and preserved throughout its life cycle
from development to retirement. These controls also apply to the development tools and systems used to
develop and test process software. The Quality Assurance Program is described in DCD Chapter 17
(Reference 1). The software life cycle process is covered by DCD Tier 1 (ITAAC) 2.5.2, Item 11
(Reference 1).

The completion of this activity shall be confirmed by the referenced ITAAC. This addresses PSAI 6.5 for
AP1000.

PSAI 6.6

When implementing a Common Q safety system (i.e. PAMS, CPCS, or DPPS), the licensee must review
Westinghouse's timing analysis and validation tests for that Common Q system in order to verify that it
satisfies its plant specific requirements for accuracy and response time presented in the accident analysis
in Chapter 15 of the safety analysis report.

PSAI 6.6 Resolution

The accuracy and response time of the AP1000 safety systems is commensurate with the Chapter 15
Safety Analysis. The setpoint analysis and response time are covered by DCD Tier 1 (ITAAC) 2.5.2,
Item 10 (Reference 1).

The completion these of activities shall be confirmed by the referenced ITAACs. This addresses PSAI
6.6 for API000.

PSAI 6.7

The OM and the MTP provide the human machine interface for the Common Q platform. Both the OM
and MTP will include display and diagnostic capabilities unavailable in the existing analog safety
systems. The Common Q design provides means for access control to software and hardware such as key
switch control, control to software media, and door key locks. The human factors considerations for
specific applications of the Common Q platform will be evaluated on a plant-specific basis.
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PSAI 6.7 Resolution

The human factors engineering program for AP1000 is described in DCD Chapter 18 (Reference 1).
PSAI 6.7 will be addressed by DCD Tier 1 (ITAAC) 3.2 (Reference 1). Completion of this item will
address PSAI 6.7.

PSAI 6.8

If the licensee installs a Common Q PAMS, CPCS or DPPS, the licensee must verify on a plant-specific
basis that the new system provides the same functionality as the system that is being replaced, and meets
the functionality requirement applicable to those systems.

PSAI 6.8 Resolution

The AP1000 is a new plant safety system installation; therefore, PSAI 6.8 is not applicable to AP1000.

PSAI 6.9

Modifications to plant procedures and/or TS due to the installation of a Common Q safety system will be
reviewed by the staff on a plant-specific basis. Each licensee installing a Common Q safety system shall
submit its plant-specific request for license amendment with attendant justification.

PSAI 6.9 Resolution

The COL application will includes Technical Specification changes that are written specifically for the
I&C platform implemented on the plant to address COL item 16.1-1. Plant procedures are addressed in
COL item 13.5-1. Completion of these COL commitments addresses PSAI 6.9.

PSAI 6.10

A licensee implementing any Common Q applications (i.e., PAMS, CPCS, or DPPS) must prepare its
plant specific model for the design to be implemented and perform the FMEA for that application.

PSAI 6.10 Resolution

A FMEA (APP-GW-GLR-01 8) has been prepared and is being transmitted separately in response to COL
item 7.2-1, as discussed in the DCD Section 7.2.3.

This addresses PSAI 6.10 for the AP1000.

PSAI 6.11

If a licensee installs Common Q PAMS, CPCS, DPPS or Integrated Solution, the licensee shall
demonstrate that the plant-specific Common Q application complies with the criteria for defense against
common-mode failure in digital instrumentation and control system and meets the requirements of HICB
BTP-19.

PSAI 6.11 Resolution

The AP1000 evaluation of Defense-in-Depth and Diversity is described in DCD Sections 7.1 and 7.7 and
approved in NRC NUREG 1793 (Reference 2).
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This addresses PSAI 6.11 for API000.

PSAI 6.12

A licensee implementing a Common Q DPPS shall define a formal methodology for overall response time
testing.

PSAI 6.12 Resolution

The formal methodology for overall response time testing is based on the following:

The AP1000 Protection and Safety Monitoring System is designed to automatically initiate a protective
action whenever a condition monitored by the system reaches a preset level. The protective action may
consist of a reactor trip and/or an ESF actuation. In either case, the response time of the protective
function shall be fast enough to limit the consequences of an event to acceptable levels, as verified by the
accident analyses in DCD, Chapters 6 and 15.

A reactor trip signal acts to open the reactor trip circuit breakers, which feed power to the Control Rod
Drive Mechanisms (CRDMs). The loss of power to the CRDMs causes the mechanisms to release the
Rod Control Cluster Assemblies (RCCAs), which then fall by gravity into the core. There are various
instrumentation delays associated with each trip function, including delays in signal generation, in
opening the trip breakers, and in the release of the rods by the mechanisms.

For ESF actuation signals, the response time does not include the time required for the final actuated
devices to change state (e.g., opening or closing of a valve). The accident analysis models assume time
delays between the time that a process limit is reached and the necessary responsive action occurs.

The response time numbers used in the safety analysis models are chosen to be greater than the expected
equipment response times. For example, the modeled delay times correspond to the time the trip
condition is reached to the time the control rods are free and begin to fall.

During system integration testing (SIT) at the factory, response time is measured for all trip paths. This
testing is performed according to a written procedure. The data is recorded and compared to allowable
values. The allowable values are determined by performing a worst case timing analysis of all processors
in the trip path.

After the equipment is installed in the plant, the overall response time of the trip channel must be verified
to assure that the actual response time is less than the response time assumed in the accident analysis. In
practice, this is difficult to measure because of the widespread location of all the components. Typically,
more than one test is required to measure all components in the trip path, and the results from the
individual tests are summed to obtain the overall response time. Response time testing is included in the
preoperational testing of the Protection and Safety Monitoring System as described in DCD Section
14.2.9.1.12.

This testing will form the basis for the report that will be used to meet DCD Tier 1 (ITAAC) 2.5.2,
Item 10 (Reference 1)

The completion of these activities shall be confirmed by the referenced ITAACs. This addresses
PSAI 6.12 for API000.
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PSAI 6.13

The analysis of the capacity of the shared resources to accommodate the load increase due to sharing.

PSAI 6.13 Resolution

The shared resource issue relates to multiple Common Q based systems using the same resources such as
the AFI 00 bus or a Safety Display. An analysis will be performed to ensure that the capacity of shared
resources for APl000 safety systems is commensurate with anticipated loads. This issue will be
addressed as part of the design process that is covered by DCD Tier I (ITAAC) 2.5.2, Item 11
(Reference 1).

The completion of these activities shall be confirmed by the referenced ITAACs. This will address
PSAI 6.13 for AP1000.

PSAI 6.14

The licensee must ascertain that the implementation of the Common Q does not render invalid any of the
previously accomplished TMI action items.

PSAI 6.14 Resolution

The AP1000 is a new plant without any "previous accomplished TMI action items. The API000 TMI
features as discussed in Section 1.9 of the DCD are fully compatible with Common Q implementation.
This addresses PSAI 6.14.

REGULATORY IMPACT

The use of the Common Q platform is discussed in the FSER (Reference 2) Subsection 7.1.3. The generic
open items are discussed in FSER Subsections 7.1.7 and 7.2.3. The information included in this report
will close open items identified in the FSER and impact those write-ups. The information presented in
this report is consistent with the conclusions presented in the NRC Final Safety Evaluation Report for the
APlOOO.

The changes to the DCD presented in this report do not represent an adverse change to the design function
of the protection system or to how design functions are performed or controlled. The changes to the DCD
do not involve revising or replacing a DCD - described evaluation methodology nor involve a test or
experiment not described in the DCD. The DCD change does not require a license amendment per
criteria of VIII. B.5.b of Appendix D to 10 CFR Part 52.

The closure of the generic and plant specific open items and associated DCD changes do not impact
features that mitigate severe accidents. The capability of the protection system to automatically and
manually actuate systems and components that mitigate severe accidents is not adversely impacted.
Therefore, closure of the generic and plant specific open items and associated DCD changes does not
affect resolution of severe accident issues and does not require a licensing amendment based on the
criteria of VIII.B.5.c of Appendix D to 10 CFR Part 52.
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DCD MARKUP

Revise the Second paragraph of 7.1.2.3 as follows:

The ESF coincidence logic performs the appropriate voting operation on the bistable signals
and generates the system-level ESF logic commands including the system-level manual
commands. This includes both the manual system level actuations from the dedicated Class
IE switches in the MCR and those from the non-safety controls in the RSW. The system-
level actuations are then sent to the ESF actuation subsystems. The ESF actuation subsystems
decode the system commands and actuate the final equipment through the interlocking logic
specific to each component. Component-level actuation signals are sent from the main control
room to the ESF actuation subsystems over redundant data highways. Component status is
transmitted from the ESF actuation subsystems to the main control room over the same
redundant data highways. Those components used for safe shutdown can also be controlled
from the remote shutdown workstation.

In the absence of a safety system demand, the non-safety system is able to control the safety
components. This function is arbitrated by the Class IE Component Interface Modules
(CIMs).

Revise Subsection 7.1.2.8 as follows:

1.1.1.1 7.1.2.8 Communication Functions

The communication functions provide information from the plant protection subsystem, the ESF
coincidence logic, the ESF actuation subsystems, and the QDPS subsystems to external systems. This
includes outputs to the plant control system and the data display and processing system. Isolation devices
provide electrical isolation between the protection and safety monitoring system and the external systems.
The communication functions also provide soft control information from the non-safety system to the
safety system for component control.

The communication functions are accomplished via channelized gateways and individual analog and
digital signals as shown in Figure 7.1-1.

Safety to Non-Safety Communications

The PMS Gateway interfaces the safety PMS to the nonsafety real-time data network, which supports the
remainder of the instrumentation and control system. The Gateway has two subsystems. One is the safety
subsystem that interfaces to the Plant Protection Subsystem, the Engineered Safety Features Coincidence
Logic, and the Qualified Data Processing Subsystem. The other is the nonsafety subsystem that interfaces
to the real-time data network. The two subsystems are connected by a fiber-optic link that provides
electrical isolation.
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The flow of information between the two Gateway subsystems is strictly from the safety subsystem to the
nonsafety subsystem. The unidirectional nature of the gateway is assured by the use of a single
unidirectional fiber to connect the two gateway subsystems. This arrangement provides electrical isolation
between the systems (as required by EEE 603-1991 [Reference 1]) and prevents all dataflow (data,
protocols and handshaking) from the non-safety system to the safety system (providing the
communication isolation envisioned by IEEE 74.3.2-1993, Annex G [Reference 15]). Thus:

1. The PMS provides process signals to the DDS through isolation devices. The unidirectional fiber
serves as an isolation device that prevents credible faults from propagating into the PMS from the DDS.

2. Since the PLS utilizes the DDS network, the PMS also provides process signals to the PLS through
DDS. Again, the unidirectional fiber serves as an isolation device that prevents credible faults from
propagating into the PMS from the DDS.

3. Since the physical unidirectional nature of the connection prevents all dataflow from non-safety
system to safety system, the data communication between the safety system and the non-safety systems
does not inhibit the performance of the safety function.

Analog inputs required for both control and protection functions are processed independently with
separate input circuitry. The input signal is classified as safety-related and is, therefore, isolated in the
protection and safety monitoring system cabinet before being sent to the control system.

The plant protection and safety monitoring system also provides data to the plant control system and to
the data display and processing system. pertaining to signals calculated in the subsystems.

Non-process signals are also provided to external systems. The non-process outputs inform the external
systems of cabinet entry status, cabinet temperature, dc power supply voltages, and subsystem diagnostic
status. Cabinet temperature sensing does not affect the safety-related function. The information is
gathered for the sole purpose of analysis by external systems.

Non-safety to Safety Communication

The non-safety to safety dataflow is not implemented using communication links; rather it is implemented
using discrete digital signals. These signals are used to implement non-safety manual ESF system level
actuations, manual blocks and resets, manual reactor trip, and manual component level controls.

The non-safety manual ESF system level actuations, manual blocks and resets, manual reactor trip
originate from dedicate switches in the RSW.

The manual component controls originate in the PLS. To reduce the number of signals (cables) that must
be run from the non-safety system to the safety system, the non-safety system's remote I/O capability will
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be used to deliver the signals to the safety system. Specifically, a remote 1/0 node from the non-safety
system will be physically located within each division of the safety system. The remote 1/0 node will be
electrically isolated from the non-safety system by the fiber optic remote 1/0 bus. The node will be
powered by the safety system and will be qualified as Associated Class IE equipment.

The remote 1/0 node will include one or more Class IE component interface modules (CIM). Internally
these modules contain the equivalent of a digital output module. The resulting signals, corresponding to
the desired functions, are made available to non-processor based priority logic also contained in the
module. The priority logic within the CIM combines the actuation requests with Class 1 E automatic
action signals and the Class IE manual action requests from the PMS ESFAS subsystem. If conflicting
demands are present, the safe state of the component takes priority.

As mentioned above, the remote 1/0 bus that is used to connect the non-safety system to the Associated
Class IE remote node is fiber optic. This arrangement provides electrical isolation between the safety
system and the non-safety system as required by IEEE 603-1991 (Reference 1). The remote 1/0 node
implements the communication function and only the resulting digital signals are available to the Class
IE priority logic in the CIM. The simple discrete signal interface within the CIM provides the
communication isolation envisioned by IEEE 7-4.3.2-1993, Annex G (Reference 15). The priority logic
within the CIM provides functional isolation by only implementing the functionality defined in the PMS
functional design. Thus:

1. The data communication between the safety system and the non-safety systems does not
inhibit the performance of the safety function.

2. The Class IE automatic safety functions and the Class IE manual controls both have
priority over the non-Class IE demands.

7.1.6 Combined License Information

Completed. The resolution for generic open items and plant-specific action items resulting
from NRC review of the I&C platform has been completed in reference 17.

Revise Reference section for Section 7.1 to include

17. APPGW-GLR-017, API000 Standard Combined License Technical Report, "Resolution
of Common Q NRC items", May 2006

Revise the Safe Shutdown Evaluation portion of 9A.3.1.2.5.2 as follows:

9A.3.1.2.5.2 Fire Area 1232 AF 01

This fire area is comprised of the following room(s):
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RoomNo.

12303 Remote shutdown room

There are no systems in this fire area which normally contain radioactive material.

Fire Detection and Suppression Features

* Fire detectors
* Hose station(s)
* Portable fire extinguishers

Smoke Control Features

This fire area is served by one of the three air distribution headers of the division B & D
Class IE electrical room HVAC subsystem of the nuclear island nonradioactive ventilation
system (VBS). Combination fire-smoke dampers close automatically in response to a smoke
detector signal or high temperature to control the spread of fire and smoke. The ventilation
system continues to provide ventilation to the unaffected fire areas, except for adjacent
stairwell fire area 1202 AF 05 which is ventilated via this fire area. The system may be
manually realigned to the once-through ventilation mode to minimize the potential for
migration of smoke. If the exhaust fire-smoke damper for this fire area is operable, the
damper may be reopened to further reduce the migration of smoke. After the fire, smoke is
removed from the fire area by reopening the fire dampers and operating the ventilation
system in the once-through ventilation mode. Smoke from a fire in this fire area does not
affect safe shutdown components in fire areas that are served by other ventilation systems,
subsystems, or air distribution headers. Safe shutdown components in these fire areas,
identified in Table 9A-4, are sufficient to achieve and maintain safe shutdown.

Fire Protection Adequacy Evaluation

A fire in this fire area is detected by a fire detector which produces an audible alarm locally
and both visual and audible alarms in the main control room and the security central alarm
station. The fire is extinguished manually using hose streams or portable extinguishers.

Combustible materials in this fire area are listed in Table 9A-3, and primarily consist of cable
insulation and paper. There are concentrations of cable under the floor and within the control
console. There are concentrations of paper, most of which is contained within metal filing
cabinets or bookcases. This is a light hazard fire area and the rate of fire growth is expected to
be slow. Three-hour fire barriers provide adequate separation from adjacent fire areas and the
fire is contained within the fire area.
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The ventilation system does not contribute to the spread of the fire or smoke as described in
the Smoke Control Features section above.

Fire Protection System Integrity

An evaluation of the consequences of inadvertent operation of an automatic suppression
system is not required because there are no such systems in this fire area. An evaluation of
the consequences of a break in a fire protection line is not required because no such lines pass
through or terminate in this fire area.

Safe Shutdown Evaluation

Table 9A-2 lists the safe shutdown components located in this fire area. The remote shutdown
room contains circuits from the four Class IE electrical divisions. Electrical separation to and
inside the remote shutdown room is maintained per industry standards. The remote shutdown
room is an alternate to the main control room. The transfer of operations to the remote
shutdown workstation is controlled by a transfer switch set located in fire area 1202 AF 05
(stair S05). Safe shutdown is achieved using the safe shutdown components listed in Table
9A-2.

Most remote shutdown workstation controls use soft-controls which communicate over
multiplexed data channels. Fire-induced spurious actuation from these multiplexed soft
controls is not assumed. Fire-induced actuations from the dedicated switches in this area are
prevented during normal operation by the transfer switch logic, which only enables operation
from the remote shutdown workstation dedicated switches when control is transferred to the
remote shutdown workstation.

Neither a fire nor fire suppression activities in this fire area affect the safe shutdown

capability of components located in adjacent fire areas.

1.1.1.1.1 9A.3.1.2.8.4 Fire Area 1202 AF 05

This fire area is comprised of the following room(s):

Room No.

S05 Stairwell

The stairwell provides an emergency egress path from the main control room to the emergency shutdown
workstation. It is enclosed by 3-hour fire barriers. These barriers are made of concrete. There are no
radioactive systems in this fire area. The quantity of combustible materials in the stairwell is negligible.
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This fire area is served by the division B & D Class 1 E electrical room HVAC subsystem of the nuclear
island nonradioactive ventilation system (VBS). Air at a positive pressure is supplied to the stairwell and
exfiltrates through an opening to neighboring fire area 1232 AF 01, the remote shutdown room. For a fire
in the remote shutdown room fire area, combination fire-smoke dampers close automatically in response
to a smoke detector signal or high temperature to prevent the spread of fire and smoke into the stairwell.
For fires not affecting the ventilation system, the system continues to provide ventilation to the stairwell,
and may be manually realigned to the once-through ventilation mode to further minimize the potential for
migration of smoke and hot gases.

Safe Shutdown Evaluation

Table 9A-2 lists the safe shutdown components located in this fire area. The stairwell
contains circuits for the transfer switch set, which is used to transfer control from the control
room to the remote shutdown workstation in the event of a control room evacuation.
Electrical separation to and inside the stairwell is maintained per industry standards. In the
unlikely event that the fire damages the transfer switch set, causing transfer of control from
the main control room to the remote shutdown workstation, the operator restores control to
the main control room by using controls located in the instrumentation and control rooms.
Safe shutdown is achieved using the safe shutdown components listed in Table 9A-2.

Neither a fire nor fire suppression activities in this fire area affect the safe shutdown
capability of components located in adjacent fire areas.

Table 9A-2 (Sheet 13 of 14)

SAFE SHUTDOWN COMPONENTS

Class 1E DivisionFire Area/

Fire Zone System Description A C B I D

1202 AF 05 PMS Transfer Switch Set JW-004A JW-004C JW-004B JW-004D

1210AFOI IDS SpareBattery(DB-1A) I Note 1 Note 1 Note 1 Note I

SpareBattery(DB-lB) Note I Note 1 Note 1 Note 1

Spare Battery Charger Note I Note 1 Note I Note I
(DC-1)
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Spare Fuse Transfer Box Note I Note I Note I
Spare Fuse Transfer Box
(DF-1)

Note I Note I Note 1 Note I

1220AF01 IDS Class lE Cable Trays Note I Note I

ECS 6900V RCP IA ES-32
Switchgear

6900V RCP 2A ES-52
Switchgear

ECS 6900V RCP lB ES-42
Switchgear

6900V RCP 2B ES-62
Switchgear

1220 AF 02 CVS Letdown Containment V047
Isolation Valve

Makeup Line Cont. V090
Isolation Valve

WLS Sump Discharge Cont. V057
Isolation Valve

RCDT Gas Outlet Cont. V068
Isolation Valve

1230 AF 01 IDS Class IE Cable Trays Note I Note 1

1230 AF 02 IDS Class lE Cable Trays Note I Note I

1232 AF 01 Remote Shutdown Room

IDS Class IE Cable Trays Note I Note 1 Note 1 Note I

1240AF01 IDS Class lECableTrays Note 1 Note I
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