
Component Cooling Water (Page 1)

Byron Station
1ST PROGRAM PLAN

Valve EPN Safety

Class

0CC9464 3

Category Size Valve Act. Active! Normal Safety P&ID P&lD
Type Type Passive Position Position Coor.

C 12 CK SA A SYS 0/C M-66-3B B-4

Valve Name CC PUMP DISCHARGE CHECK VALVE

3 CK

Relief Deferred Tech.
Request Just. Pos.

1CCO7OA 3 C

Test Test

Type Freq.

CC M3

CO M3

SA A SYS C M-66-4A 8-7 CCD CM
COD CM

Valve Name CC SURGE TANK DEMIN MAKE UP CHECK VALVE

1CCO7OB 3 C 3 CK SA A SYS C M-66-4A C-5 CCD CM

COD CM
Valve Name CC SURGE TANK PW MAKE UP CHECK VALVE

1CC685 2 A 3 GA MO A 0 C M-66-1A B-4 LT
P1

SC

AJ
Y2
CS CS-i5

VA-4
VA-i

1CC9412A 3 B

Valve Name

12

RC PUMPS THERMAL BARRIER CC RETURN ISOLATION VALVE

GA MO A C 0 M-66-2 D-2 Fl
SO

Y2
M3

VA-4
VA-i

1CC94 128 3 B

Valve Name

12

RH HEAT EXCHANGER CC OUTLET ISOLATION VALVE

GA MO A C 0 M-66-2 F-3 P1

SO

Y2

M3

VA-4

VA-i

1CC9413A 2

~

A

Valve Name

6

RH HEAT EXCHANGER CC OUTLET ISOLATION VALVE

GA MO A 0 C M-66-1A E-3 LT

P1
SC

AJ

Y2
CS CS-i5

VA-4
VA-i

iCC94i4 2 A

Valve Name

6

CC SUPPLY TO RC PUMPS ISOLATION VALVE

GA MO A 0 C M-66-iA A-4 LT

P1
SC

AJ

Y2
CS CS-i5

VA-4

VA-i

iCC94i5 3 B

Valve Name

16

CC RETURN FROM RC PUMPS ISOLATION VALVE

GA MO A 0 C M-66-4D C-6 P1
SC

Y2
CS CS-i5

VA-4

VA-i

iCC94i6 2 A

Valve Name

6

NON-ESSENTIAL CC LOAD ISOLATION VALVE

GA MO A 0 C M-66-iA A-6 LT

P1
SC

AJ

Y2
CS CS-i5

VA-4
VA-i

1CC9437A 2 B

Valve Name

3

CC RETURN FROM RC PUMPS ISOLATION VALVE

GL AO A SYS C M-66-iA E-2 FC
P1

SC

M3
Y2

M3

VA-2
VA-4

VA-i
Valve Name EXCESS LETDOWN HEAT EXCHANGER CC SUPPLY ISOL VALVE
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Component Cooling Water (Page 2)

Byron Station
1ST PROGRAM PLAN

Valve EPN Safety Category Size Valve Act. Active! Normal Safety P&lD P&lD

Class Type Type Passive Position Position Coor.

2 B 3 GL A0 A SYS C M-66-iA C-4

1CC9438 2 A

Valve Name EXCESS LETDOWN HEAT EXCHANGER CC RETURN ISOL VALVE

4 GA MO A 0 C M-66-iA 8-6

1CC9437B

Test Test Relief Deferred Tech.
Type Freq. Request Just Pos.

FC M3
P1 Y2

SC M3

VA-2
VA-4

VA-i

LT AJ

P1 Y2 VA-4

SC CS CS-i5 VA-i
Valve Name RC PUMPS THERMAL BARRIER CC RETURN ISOLATION VALVE

1CC9458 3 B 16 GA M A 0 0/C M-66-3B C-6 SC Y2 VA-3
SO Y2 VA-3

Valve Name CC TRAIN MANUAL CROSS CONNECT VALVE

1CC9459A 3 B 16 GA M A 0 0/C M-66-3A D-6 SC
SO

Y2
Y2

VA-3
VA-3

1CC9459B 3 B

Valve Name

16

CC TRAIN MANUAL CROSS CONNECT VALVE

GA M A 0 0/C M-66-3A D-5 SC
SO

Y2
Y2

VA-3
VA-3

1CC9463A 3 C

Valve Name

12

CC TRAIN MANUAL CROSS CONNECT VALVE

CK SA A SYS 0/C M-66-3B 8-5 CC
CO

M3
M3

1CC9463B 3 C

Valve Name

12

CC PUMP DISCHARGE CHECK VALVE

CK SA A SYS 0/C M-66-3B 8-6 CC

CO

M3

M3

1CC9467A 3 B

Valve Name

16

CC PUMP DISCHARGE CHECK VALVE

GA M A 0 0/C M-66-4D C-6 SC

SO

Y2

Y2

VA-3

VA-3

1CC9467B 3 B

Valve Name

16

CC TRAIN MANUAL CROSS CONNECT VALVE

GA M A 0 0/C M-66-4D C-5 SC

SO

Y2

Y2

VA-3

VA-3

1CC9467C 3 B

Valve Name

16

CC TRAIN MANUAL CROSS CONNECT VALVE

GA M A 0 0/C M-66-3B D-6 SC

SO

Y2

Y2

VA-3

VA-3

1CC9473A 3 B

Valve Name

16

CC TRAIN MANUAL CROSS CONNECT VALVE

GA MO A 0 0/C M-66-3B D-4 P1

SC
SO

Y2

M3
M3

VA-4

VA-i
VA-i

Valve Name CC PUMP DISCHARGE CROSSTIE ISOL VLV
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Byron Station
1ST PROGRAM PLAN

Component Cooling Water (Page 3)

Test Test Relief Deferred Tech.

Type Freq. Request Just. Pos.

P1 Y2 VA-4
SC M3 VA-i

Valve EPN Safety Category Size Valve Act. Active! Normal Safety P&ID P&lD
Class Type Type Passive Position Position Coor.

1CC9473B 3 B 16 GA MO A 0 0/C M-66-3B C-5

Valve Name CC PUMP DISCHARGE CROSSTIE ISOL VLV

6 CK SA A SYS1CC9486 2 AC

SO M3 VA-i

C M-66-iA E-6 CCL CM

COF CM
LT AJ

Valve Name CC SUPPLY TO RC PUMPS INLET CHECK VALVE

1CC9495A 3 C 2 CK SA A SYS C M-66-iB E-2 CCD CM
COD CM

Valve Name A RCP COOLING WATER SUPPLY INLET CK VLV

1CC9495B 3 C 2 CK SA A SYS C M-66-iB D-2 CCD
COD

CM
CM

1CC9495C 3 C

Valve Name

2

B RCP COOLING WATER SUPPLY INLET CK VLV

CK SA A SYS C M-66-iB C-2 CCD
COD

CM
CM

1CC9495D 3 C

Valve Name

2

C RCP COOLING WATER SUPPLY INLET CK VLV

CK SA A SYS C M-66-iB 8-2 CCD

COD

CM

CM

iCC95iB 2 AC

Valve Name

0.75

D RCP COOLING WATER SUPPLY INLET CK VLV

CK SA A SYS 0/C M-66-iA 8-6 CCL

COF
LT

CM

CM
AJ

1CC9534 2 AC

Valve Name

0.75

CC RETURN FROM RC PUMPS ISOLATION VALVE CHK VLV

CK SA A SYS 0/C M-66-iA 8-6 CCL

COF

LT

CM

CM

AJ

2CCO7OA 3 C

Valve Name

3

CC RETURN FROM RC PUMPS ISOLATION VALVE CHK VLV

CK SA A SYS C M-66-4B 8-6 CCD

COD

CM

CM

2CCO7OB 3 C

Valve Name

3

CC SURGE TANK DEMIN MAKE UP CHECK VALVE

CK SA A SYS C M-66-4B C-4 CCD

COD

CM

CM

2CC685 2 A

Valve Name

3

CC SURGE TANK PW MAKE UP CHECK VALVE

GA MO A 0 C M-i39-i 8-6 LT

P1
SC

AJ

Y2
CS CS-is

VA-4
VA-i

Valve Name RC PUMPS THERMAL BARRIER CC RETURN ISOLATION VALVE
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Component Cooling Water (Page 4)

Valve Name RH HEAT EXCHANGER CC OUTLET ISOLATION VALVE

12

Byron Station
1ST PROGRAM PLAN

2CC9412B 3 B

Valve EPN Safety Category Size Valve Act. Active! Normal Safety P&ID P&ID Test Test Relief Deferred Tech.
Class Type Type Passive Position Position Coor. Type Freq. Request Just. Pos.

2CC9412A 3 B 12 GA MO A C 0 M-i39-2 D-6 P1 Y2 VA-4

SO M3 VA-i

GA MO A C 0 M-i39-2 F-6 P1 Y2 VA-4

SO M3 VA-i
Valve Name RH HEAT EXCHANGER CC OUTLET ISOLATION VALVE

2CC9413A 2 A 6 GA MO A 0 C M-i39-i E-7 LT AJ

P1 Y2 VA-4
SC CS CS-i5 VA-i

Valve Name CC SUPPLY TO RC PUMPS ISOLATION VALVE

2CC9414 2 A 6 GA MO A 0 C M-i39-i 8-6 LT
P1

SC

AJ

Y2

CS CS-is

VA-4

VA-i

2CC9415 3 B

Valve Name

16

CC RETURN FROM RC PUMPS ISOLATION VALVE

GA MO A 0 C M-66-4D C-3 P1
SC

Y2
CS CS-i5

VA-4
VA-i

2CC9416 2 A

Valve Name

6

NON-ESSENTIAL CC LOAD ISOLATION VALVE

GA MO A 0 C M-i39-i 8-6 LT
P1

SC

AJ
Y2

CS CS-is

VA-4

VA-i

2CC9437A 2 B

Valve Name

3

CC RETURN FROM RC PUMPS ISOLATION VALVE

GL AO A SYS C M-i39-i E-8 FC
P1

SC

M3
Y2

M3

VA-2
VA-4

VA-i

2CC9437B 2 B

Valve Name

3

EXCESS LETDOWN HEAT EXCHANGER CC SUPPLY ISOL VALVE

GL A0 A SYS C M-i39-i C-6 FC
P1

SC

M3
Y2
M3

VA-2
VA-4

VA-i

2CC9438 2 A

Valve Name

4

EXCESS LETDOWN HEAT EXCHANGER CC RETURN ISOL VALVE

GA MO A 0 C M-i39-i 8-6 LT
P1

SC

AJ
Y2

CS CS-is

VA-4

VA-i

2CC9458 3 B

Valve Name

16

RC PUMPS THERMAL BARRIER CC RETURN ISOLATION VALVE

GA M A 0 0/C M-66-3B C-3 SC
SO

Y2
Y2

VA-3
VA-3

2CC9459A 3 B

Valve Name

16

CC TRAIN MANUAL CROSS CONNECT VALVE

GA M A 0 0/C M-66-3A D-3 SC
SO

Y2
Y2

VA-3
VA-3

Valve Name CC TRAIN MANUAL CROSS CONNECT VALVE
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Component Cooling Water (Page 5)

Byron Station
ST PROGRAM PLAN

Valve EPN Safety

Class

2CC9459B 3

Category Size Valve Act Active! Normal Safety P&lD P&lD
Type Type Passive Position Position Coor.

2CC9463A 3 C

B 16 GA M A C 0/C M-66-3A D-4 SC Y2
SO Y2

Valve Name CC TRAIN MANUAL CROSS CONNECT VALVE

12 CK SA A SYS

Test Test Relief Deferred Tech.
Type Freq. Request Just. Pos.

VA-3

VA-3

0/C M-66-3B 8-3 CC M3

CO M3
Valve Name CC PUMP DISCHARGE CHECK VALVE

2CC9463B 3 C 12 CK SA A SYS 0/C M-66-3B 8-2 CC M3

CO M3
Valve Name CC PUMP DISCHARGE CHECK VALVE

2CC9467A 3 B 16 GA M A 0 0/C M-66-4D C-3 SC
SO

Y2
Y2

VA-3

VA-3

2CC9467B 3 B

Valve Name

16

CC TRAIN MANUAL CROSS CONNECT VALVE

GA M A C 0/C M-66-4D C-3 SC
SO

Y2
Y2

VA-3
VA-3

2CC9467C 3 B

Valve Name

16

CC TRAIN MANUAL CROSS CONNECT VALVE

GA M A 0 0/C M-66-3B D-2 SC

SO

Y2

Y2

VA-3

VA-3

2CC9473A 3 B

Valve Name

16

CC TRAIN MANUAL CROSS CONNECT VALVE

GA MO A C 0/C M-66-3B D-4 P1

SC

SO

Y2

M3

M3

VA-4

VA-i

VA-i

2CC9473B 3 B

Valve Name

16

CC PUMP DISCHARGE CROSSTIE ISOL VLV

GA MO A C 0/C M-66-3B C-3 P1
SC

SO

Y2
M3

M3

VA-4

VA-i

VA-i

2CC9486 2 AC

Valve Name

6

CC PUMP DISCHARGE CROSSTIE ISOL VLV

CK SA A SYS C M-i39-i E-6 CCL

COF
LT

CM

CM
AJ

2CC9495A 3 C

Valve Name

2

CC SUPPLY TO RC PUMPS INLET CHECK VALVE

CK SA A SYS C M-i39-i E-5 CCD

COD

CM

CM

2CC9495B 3 C

Valve Name

2

A RCP COOLING WATER SUPPLY INLET CK VLV

CK SA A SYS C M-i39-i D-5 CCD
COD

CM
CM

2CC9495C 3 C

Valve Name

2

B RCP COOLING WATER SUPPLY INLET CK VLV

CK SA A SYS C M-i39-i D-5 CCD

COD

CM

CM
Valve Name C RCP COOLING WATER SUPPLY INLET CK VLV
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Component Cooling Water (Page 6)

Byron Station
1ST PROGRAM PLAN

Valve EPN Safety Category Size Valve Act. Active! Normal Safety P&lD P&lD

Class Type Type Passive Position Position Coor.

2CC9495D 3 C 2 CK SA A SYS C M-i39-i C-s

Test Test Relief Deferred Tech.

Type Freq. Request Just. Pos.

CCD CM
COD CM

Valve Name D RCP COOLING WATER SUPPLY INLET CK VLV

0.75 CK SA A SYS 0/C M-i39-i 8-62CC9518 2 AC CCL CM
COF CM

LT AJ
Valve Name CC RETURN FROM RC PUMPS ISOLATION VALVE CHK VLV

2CC9534 2 AC 0.75 CK SA A SYS 0/C M-i39-i A-6 CCL CM
COF CM
LT AJ

Valve Name CC RETURN FROM RC PUMPS ISOLATION VALVE CHK VLV
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Byron Station
1ST PROGRAM PLAN

Containment Spray (Page 1)

Valve EPN Safety Category Size Valve Act. Active! Normal Safety P&lD P&lD Test Test Relief Deferred Tech.

Class Type Type Passive Position Position Coor. Type Freq. Request Just. Pos.

iCSOOiA 2 B 14 GA MO A 0 0/C M-6i-4 C-3 P1 Y2 VA-4, 6
SC M3 VA-i

Valve Name CS PUMP iA RWST SUCTION VALVE

1CSOO1B 2 B 14

Valve Name

GA MO A 0 0/C M-6i-4

CS PUMP 18 RWST SUCTION VALVE

A-3 P1
SC

Y2
M3

VA-4,6
VA-i

1CSOO3A 2 C 10 CK SA A SYS 0 M-46-iA E-6 CCD

COD

CM

CM

1CSOO3B 2 C

Valve Name

10

CONTAINMENT SPRAY PUMP iA DISCHARGE CHECK VALVE

CK SA A SYS 0 M-46-iA C-6 CCD
COD

CM
CM

1CSOO7A 2 A

Valve Name

10

CONTAINMENT SPRAY PUMP 18 DISCHARGE CHECK VALVE

GA MO A C 0/C M-46-iC D-4 LT

P1

SC
SO

AJ

Y2

M3
M3

VA-4

VA-i
VA-i

1CSOO7B 2 A

Valve Name

10

CS PUMP iA DISCHARGE HEADER ISOLATION VALVE

GA MO A C 0/C M-46-iC 8-4 LT

P1
SC

SO

AJ

Y2
M3

M3

VA-4
VA-i

VA-i

1CSOO8A 2 AC

Valve Name

10

CS PUMP 18 DISCHARGE HEADER ISOLATION VALVE

CK SA A SYS 0/C M-46-iC D-6 CCD
COD

LT

CM
CM

AJ

1CSOO8B 2 AC

Valve Name

10

CS PUMP iA DISCHARGE NOZZLE HEADER CHECK VALVE

CK SA A SYS 0/C M-46-iC 8-6 CCD

COD
LT

CM

CM
AJ

1CSOO9A 2 B

Valve Name

16

CS PUMP iB DISCHARGE NOZZLE HEADER CHECK VALVE

GA MO A C 0/C M-6i-4 C-4 P1
SO

Y2
M3

VA-4, 6
VA-i

1CS009B 2 B

Valve Name

16

CS PUMP iA CONTAINMENT RECIRC SUMP SUCTION VALVE

GA MO A C 0/C M-6i-4 A-4 P1
SO

Y2
M3

VA-4,6
VA-i

iCSO1OA 2 B

Valve Name

3
Valve Name

CS PUMP 18 CONTAINMENT RECIRC SUMP SUCTION VALVE

GL A0 P 0 0 M-46-iA
CS EDUCTOR iA INLET ISOLATION VALVE

D-7 P1 Y2 VA-4
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Byron Station
ST PROGRAM PLAN

Test Test Relief Deferred Tech.
Type Freq. Request Just. Pos.

P1 Y2 VA-4

COD CM

COD CM

CCD CM

COD CM

P1 Y2 VA-4

Valve EPN

iCSOiOB

iCSOi iA

Safety
Class

2

2

iCSOiiB 2 C

Containment Spray (Page 2)

Category Size Valve Act. Active! Normal Safety P&lD P&lD
Type Type Passive Position Position Coor.

B 3 GL A0 P 0 0 M-46-iA A-7
Valve Name CS EDUCTOR 18 INLET ISOLATION VALVE

C 6 CK SA A SYS 0 M-46-iA D-2

Valve Name CS EDUCTOR 1A OUTLET CHECK VALVE

6 CK SA A SYS

Valve Name CS EDUCTOR 18 OUTLET CHECK VALVE

3 GA MO A C1CSO19A 2 B

0 M-46-iA 8-2

0/C M-46-i B 8-2
SC
SO

M3
M3

VA-i
VA-i

Valve Name CS EDUCTOR iA SPRAY ADDITIVE TANK ISOLATION VALVE

1CSO19B 2 B 3 GA MO A C 0/C M-46-iB B-S P1
SC

SO

Y2
M3
M3

VA-4

VA-i

VA-i

1CSO2OA 2 C

Valve Name

3

CS EDUCTOR 18 SPRAY ADDITIVE TANK ISOLATION VALVE

CK SA A C 0/C M-46-iB 8-2 CCD

COD

CM

CM

1050208 2 C

Valve Name

3

CS EDUCUCTOR iA INLET CHECK VALVE

CK SA A C 0/C M-46-iB 8-4 CCD
COD

CM
CM

1CSO8MA 2 C

Valve Name

1

Valve Name

CS EDUCUCTOR 18 INLET CHECK VALVE

RV SA A C 0/C M-46-iB

SPRAY ADDITIVE TANK VACUUM RELIEF VALVE

F-4 RT YiO

1CSO8MB 2 C 1
Valve Name

RV SA A C 0/C M-46-iB
SPRAY ADDITIVE TANK VACUUM RELIEF VALVE

F-4 RT YiO

2CSOO1A 2 B 14 GA MO A 0 0/C M-i36-4 8-7 P1

SC

Y2

M3

VA-4, 6

VA-i

2CSOO1B 2 B

Valve Name

14

CS PUMP 2A RWST SUCTION VALVE

GA MO A 0 0/C M-i36-4 A-7 P1

SC

Y2

M3

VA-4,6

VA-i

2CSOO3A 2 C

Valve Name

10

CS PUMP 28 RWST SUCTION VALVE

CK SA A SYS 0 M-i29-iA E-3 CCD

COD

CM

CM

2050038 2 C

Valve Name

10

CONTAINMENT SPRAY PUMP 2A DISCHARGE CHECK VALVE

CK SA A SYS 0 M-i29-iA C-3 CCD

COD

CM

CM
Valve Name CONTAINMENT SPRAY PUMP 28 DISCHARGE CHECK VALVE
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Byron Station
1ST PROGRAM PLAN

Test Test Relief Deferred

Type Freq. Request Just.

LT AJ

Valve EPN

2CSOO7A

Containment Spray (Page 3)

Safety Category Size Valve Act. Active! Normal Safety P&lD P&ID
Class Type Type Passive Position Position Coor.

2 A 10 GA MO A C 0/C M-i29-iC D-5

Valve Name OS PUMP 2A DISCHARGE HEADER ISOLATION VALVE

10 GA MO A C 0/C M-i29-iC B-S2CSOO7B 2 A

Tech.
Pos.

P1 Y2 VA-4

SC M3 VA-i

SO M3 VA-i

LT AJ
P1 Y2 VA-4

SC M3 VA-i
SO M3 VA-i

Valve Name CS PUMP 28 DISCHARGE HEADER ISOLATION VALVE

2CSOO8A 2 AC 10 OK SA A SYS 0/0 M-i29-iC D-3 COD
COD

LT

CM
CM

AJ

2OSOO8B 2 AC

Valve Name

10

OS PUMP 2A DISCHARGE NOZZLE HEADER CHECK VALVE

OK SA A SYS 0/0 M-i29-iC 8-3 COD

COD
LT

CM

CM
AJ

2CSOO9A 2 B

Valve Name

16

OS PUMP 28 DISCHARGE NOZZLE HEADER CHECK VALVE

GA MO A C 0/C M-i36-4 C-7 P1

SO

Y2

M3

VA-4, 6

VA-i

2CSOO9B 2 B

Valve Name

16

OS PUMP 2A CONTAINMENT RECIRC SUMP SUCTION VALVE

GA MO A C 0/C M-i36-4 A-7 P1
SO

Y2
M3

VA-4, 6

VA-i

2CSO1OA 2 B

Valve Name

3
Valve Name

OS PUMP 28 CONTAINMENT RECIRO SUMP SUCTION VALVE

GL A0 P 0 0 M-i29-iA D-3
OS EDUCTOR 2A INLET ISOLATION VALVE

P1 Y2 VA-4

2CSO1OB 2 B 3
Valve Name

GL A0 P 0 0 M-i29-iA A-3
CS EDUCTOR 28 INLET ISOLATION VALVE

P1 Y2 VA-4

2CSOiiA 2 C 6 OK SA A SYS 0 M-i29-iA 0-8 COD
COD

CM
CM

2OSOiiB 2 0

Valve Name

6

OS EDUOTOR 2A OUTLET CHECK VALVE

OK SA A SYS 0 M-i29-iA 8-8 COD
COD

CM
CM

2OSO19A 2 B

Valve Name

3

OS EDUCTOR 28 OUTLET CHECK VALVE

GA MO A 0 0/C M-i29-iB 8-6 Fl
SO

SO

Y2
M3

M3

VA-4
VA-i

VA-i
Valve Name CS EDUOTOR 2A SPRAY ADDITIVE TANK ISOLATION VALVE
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Byron Station
1ST PROGRAM PLAN

Test Test Relief Deferred Tech.

Type Freq. Request Just. Pos.

P1 Y2 VA-4

Valve EPN

2CSO19B

Containment Spray (Page 4)

Safety Category Size Valve Act. Active! Normal Safety P&ID P&lD
Class Type Type Passive Position Position Coor.

2 B 3 GA MO A C 0/C M-i29-iB B-3

SC M3 VA-i

SO M3 VA-i
Valve Name CS EDUOTOR 28 SPRAY ADDITIVE TANK ISOLATION VALVE

2OSO2OA 2 C 3 OK SA A C 0/C M-i29-iA D-S COD
COD

CM
CM

2CSO2OB 2 0

Valve Name

3

CS EDUOUOTOR 2A INLET CHECK VALVE

OK SA A 0 0/C M-i29-iA A-S COD

COD

CM

CM

2OSO8MA 2 0

Valve Name

1
Valve Name

OS EDUCUOTOR 28 INLET CHECK VALVE

RV SA A 0 0/0
SPRAY ADDITIVE TANK VACUUM RELIEF VALVE

M-i29-iB F-6 RT YiO

20308MB 2 0 1
Valve Name

RV SA A 0 0/C
SPRAY ADDITIVE TANK VACUUM RELIEF VALVE

M-i29-iB F-S RT YiO
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Byron Station
1ST PROGRAM PLAN

Charging (Page 1)
Test Test Tech.

Type Freq. Pos.

P1 Y2 VA-4

SC CS CS-4 VA-i

Valve EPN Safety

Class

iCVii2B 2

iOVii2O 2 B

Category Size Valve Act. Active! Normal Safety P&lD P&ID
Type Type Passive Position Position Coor.

B 4,000 GA MO A 0 C M-64-4A 8-4

Valve Name MOV VCT OUTLET UPST ISOL VLV

4.000 GA MO A

Relief Deferred
Request Just.

0 0 M-64-4A 8-3 P1 Y2 VA-4

SC OS 03-4 VA-i
Valve Name MOV VOT OUTLET DWST ISOL VLV

iOVii2D 2 B 8.000 GA MO A 0 0/0 M-64-4B B-S P1 Y2 VA-4

SC 05 CS-2 VA-i
SO CS CS-2 VA-i

Valve Name MOV RWST TO OHG PPS SUCT ISOL VLV

iOVii2E 2 B 8.000 GA MO A C 0/C M-64-4B A-S P1
SO
SO

Y2
CS
OS

CS-2
CS-2

VA-4
VA-i
VA-i

1CV4S9 1 B

Valve Name

3.000

MOV RWST TO CHG PPS SUCT ISOL VLV

GL A0 A 0 0 M-64-S E-7 FC
P1

50

CS
Y2

05

CS-b

05-10

VA-2
VA-4

VA-i

1CV460 1 B

Valve Name

3.000

LETDOWN LINE ISOLATION VALVE - AOV

GL AO A 0 0 M-64-S F-7 FO
P1

SO

CS
Y2

CS

05-10

CS-b

VA-2

VA-4
VA-i

iCV8iOO 2 A

Valve Name

2.000

LETDOWN LINE ISOLATION VALVE - AOV

GL MO A 0 C M-64-2 F-i LT

P1
SC

AJ

Y2
CS OS-iS

VA-4
VA-i

iOV8iO4 2 B

Valve Name

2.000

MOV RC PPS SEAL L/0 HDR OUTSIDE ONMT ISOL

GL MO P C 0 M-64-4B 0-2 Fl
SO

Y2
CS CS-2

VA-4,6
VA-i

iCV8iOS 2 B

Valve Name

3.000

EMERGENCY BORATION ISOLATION VALVE

GA MO A 0 C M-64-3B E-6 P1
SC

Y2

CS OS-4

VA-4

VA-i

iCV8iO6 2 B

Valve Name

3.000

MOV CV OHG PPS DSCH HDR DWST ISOL VLV

GA MO A 0 0 M-64-3B E-S P1
SO

Y2
CS CS-4

VA-4
VA-i

iCV8iiO 2 B

Valve Name

2.000

MOV CV CHG PPS DSCH HDR UPST ISOL VLV

GL MO A 0 0/C M-64-3A B-S P1
SC

SO

Y2
M3

M3

VA-4
VA-i

VA-i
Valve Name CHARGING PUMP MIN FLOW RECIRCULATION MOV
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Charging (Page 2)

Byron Station
1ST PROGRAM PLAN

Valve EPN Safety Category Size Valve Act Active! Normal Safety P&lD P&lD

Class Type Type Passive Position Position Coor.

iOV8iii 2 B 2.000 GL MO A 0 0/C M-64-3A A-3

iCV8ii2 2 A

Valve Name CHARGING PUMP MIN FLOW REOIRCULATION MOV

2.000

Test Test Relief Deferred Tech.
Type Freq. Request Just. Pos.

P1 Y2 VA-4

SC M3 VA-i

SO M3 VA-i

GL MO A 0 C M-64-2 F-2 LT AJ

P1 Y2 VA-4

SO CS 05-15 VA-i
Valve Name MOV RO PPS SEAL L/0 HDR INSIDE CNMT ISOL

bOV8ii3 2 AC 0.75 OK SA A SYS 0/C M-64-2 F-2 CCL CM
COF CM
LT AJ

Valve Name ROP SEAL RETURN HEADER CHECK VALVE

iCV8ii4 2 B 2 GL SO A 0 0/0 M-64-3A A-3 FO
P1

SC
SO

M3
Y2

M3
M3

VA-2
VA-4

VA-i
VA-i

iOV8ii6 2 B

Valve Name

2

CHARGING PUMP MIN FLOW RECIROULATION SOV

GL SO A 0 0/C M-64-3A B-S FO

P1

SC
SO

M3

Y2

M3
M3

VA-2

VA-4
VA-i

VA-i

iOV8i2i 2 0

Valve Name

2.0x3.0
Valve Name

CHARGING PUMP MIN FLOW REOIRCULATION SOV

RV SA A 0 0 M-64-2
SEAL WATER RETURN RELIEF VALVE

E-3 RT YiO

iOV8i24 2 C 0.7Sxi.0
Valve Name

RV SA A C 0 M-64-4B
CHARGING PUMP SUCTION HEADER RELIEF VALVE

0-5 RT YiO

iCV8iS2 2 A 3.000 GL A0 A 0 C M-64-S E-4 FO

LT
P1

SC

05

AJ
Y2

OS

CS-4

OS-4

VA-2

VA-4

VA-i

1CV8153A 1 B

Valve Name

1.000

LETDOWN HEADER CONTAINMENT ISOLATION VALVE

GL A0 A C C M-64-2 D-2 FC

P1
SO

M3

Y2
M3

VA-2

VA-4
VA-i

1CV81S3B 1 B

Valve Name

1.000

AOV - EXCESS LETDOWN HEAT EXCHANGER INLET

GL A0 A 0 0 M-64-2 0-2 FO
P1

SC

M3
Y2

M3

VA-2
VA-4

VA-i
Valve Name AOV - EXCESS LETDOWN HEAT EXCHANGER INLET
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Byron Station
1ST PROGRAM PLAN

Charging (Page 3)

Valve EPN Safety Category Size Valve Act. Active! Normal Safety P&ID P&ID Test Test Relief Deferred Tech.

Class Type Type Passive Position Position Coor. Type Freq. Request Just. Pos.

iCV8i6O 2 A 3,000 GL A0 A 0 C M-64-S F-s FO CS OS-4 VA-2
LT AJ

P1 Y2
SO CS

Valve Name LETDOWN HEADER CONTAINMENT ISOLATION VALVE

2.000 OK SA A SYS C M-64-3B E-2 COD CM1CV8348 2 C

VA-4

CS-4 VA-i

COD CM
Valve Name CHECK - ROS LOOP FILL

1CV8355A 2 B 2.000 GL MO A 0 0/0 M-64-i 8-8 P1 Y2
SC OS OS-i7

VA-4, 6
VA-i

iCV83ssB 2 B

Valve Name

2.000

ROP SEAL INJECTION ISOLATION VALVE

GL MO A 0 0/C M-64-i C-4 P1 Y2

SC OS CS-i7

VA-4, 6

VA-i

1CV835SC 2 B

Valve Name

2.000

ROP SEAL INJECTION ISOLATION VALVE

GL MO A 0 0/0 M-64-2 8-8 P1 Y2

SC 05 CS-17

VA-4, 6

VA-i

iOV83SsD 2 B

Valve Name

2.000

ROP SEAL INJECTION ISOLATION VALVE

GL MO A 0 0/0 M-64-2 B-S P1 Y2

SC OS CS-i7

VA-4,6

VA-i

1OV8368A 2 0

Valve Name

2.000

RCP SEAL INJECTION ISOLATION VALVE

OK SA A SYS 0 M-64-b C-S COD CM
COD CM

1OV8368B 2 0

Valve Name

2.000

CHECK VALVE - SEAL INJECTION INLET

OK SA A SYS C M-64-b 8-8 COD CM
COD CM

1CV8368C 2 C

Valve Name

2.000

CHEOK VALVE - SEAL INJECTION INLET

OK SA A SYS C M-64-2 0-4 COD CM
COD CM

1CV8368D 2 C

Valve Name

2.000

CHECK VALVE - SEAL INJECTION INLET

OK SA A SYS C M-64-2 8-8 COD CM
COD CM

1CV8440 2 C

Valve Name

4.000

CHECK VALVE - SEAL INJECTION INLET

0K SA A SYS 0/C M-64-4B F-6 OCU CM
COF CM

1CV8442 2 N/A

Valve Name

2.00

VOLUME CONTROL TANK OUTLET CHECK VALVE

OK SA N/A SYS N/A M-64-4B 8-3 COD CM

COD CM
COF CS OS-2

Valve Name CV EMER BORATION INLET CHK VLV
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Byron Station
1ST PROGRAM PLAN

Charging (Page 4)
Valve EPN Safety Category Size Valve Act. Active! Normal Safety P&lD P&lD Test Test Relief Deferred Tech.

Class Type Type Passive Position Position Coor. Type Freq. Request Just, Pos.

1CV848OA 2 C 2.000 OK SA A SYS 0/0 M-64-3A D-6 CC M3

CO M3
Valve Name CV PP MINIFLOW CHK VLV

1OV848OB 2 0 2,000

Valve Name

OK SA A SYS 0/C M-64-3A 8-6

CV PP MINIFLOW OHK VLV

CC M3
00 M3

1OV8481A 2 C 4.000 OK SA A SYS 0/0 M-64-3A D-6 CC M3
00 RR RJ-4

1CV8481B 2 0

Valve Name

4.000

CV PP DSCH CHK VLV

OK SA A SYS 0/C M-64-3A 0-7 CC M3
CO RR RJ-4

1OV8S46 2 0

Valve Name

8.000

CV PP DSCH CHK VLV

OK SA A SYS 0/C M-64-4B B-s OOA CM
OOF CM

1CV88O4A 2 B

Valve Name

8.000

RWST TO CHARGING PUMP SUCTION CHECK VALVE

GA MO A C 0/C M-64-4B 0-7 P1 Y2
SO OS CS-2

VA-4

VA-i

2CV112B 2 B

Valve Name

4.000

RHR TO CHARGING PUMP SUCTION ISOLATION VALVE

GA MO A 0 0 M-i38-4 D-S P1 Y2

SO CS CS-4

VA-4

VA-i

2CV112C 2 B

Valve Name

4.000

MOV VOT OUTLET UPST ISOL VLV

GA MO A 0 0 M-138-4 D-S P1 Y2

SC 05 OS-4

VA-4

VA-i

2OVii2D 2 B

Valve Name

8.000

MOV VOT OUTLET DWST ISOL VLV

GA MO A 0 0/C M-138-4 8-4 Fl Y2

SC 05
SO OS

CS-2
CS-2

VA-4

VA-i
VA-i

2OV112E 2 B

Valve Name

8.000

MOV RWST TO CHG PPS SUCT ISOL VLV

GA MO A C 0/C M-i38-4 A-4 P1 Y2
SC CS
SO CS

CS-2

CS-2

VA-4

VA-i
VA-i

2CV4S9 1 B

Valve Name

3.000

MOV RWST TO CHG PPS SUCT ISOL VLV

GL AO A 0 0 M-i38-5B F-S FO 05
P1 Y2

SC CS

OS-b

CS-iO

VA-2
VA-4

VA-i

Valve Name LETDOWN LINE ISOLATION VALVE - AOV
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Byron Station
1ST PROGRAM PLAN

Charging (Page 5)

Valve EPN Safety Category Size Valve Act. Active! Normal Safety P&lD P&lD Test Test Relief Deferred Tech.

Class Type Type Passive Position Position Coor. Type Freq. Request Just. Pos.

2CV460 1 B 3.000 GL A0 A 0 0 M-i38-SB F-7 FO OS CS-b VA-2
P1 Y2 VA-4

SC 05 OS-iO VA-i

Valve Name LETDOWN LINE ISOLATION VALVE - AOV

2CV8100 2 A 2.000 GL MO A 0 0 M-i38-2 F-i LT AJ
P1 Y2 VA-4

SC OS OS-iS VA-i
Valve Name MOV RO PPS SEAL L/O HDR OUTSIDE CNMT ISOL

2OV8104 2 B 2.000 GL MO P C C M-i38-4 8-2 P1

50

Y2

05 OS-2

VA-4,6

VA-i

2CV81OS 2 B

Valve Name

3.000

EMERGENCY BORATION ISOLATION VALVE

GA MO A 0 C M-i38-3B E-6 P1

SC

Y2

05 03-4

VA-4

VA-i

2CV8106 2 B

Valve Name

3.000

MOV CV CHG PPS DSCH HDR DWST ISOL VLV

GA MO A 0 0 M-i38-3B E-S P1
SO

Y2
05 08-4

VA-4

VA-i

2OV8iiO 2 B

Valve Name

2.000

MOV CV CHG PPS DSCH HDR UPST ISOL VLV

GL MO A 0 0/C M-i38-3A 8-5 P1
SC

SO

Y2
M3

M3

VA-4
VA-i

VA-i

2CV8ibi 2 B

Valve Name

2.000

CHARGING PUMP MIN FLOW RECIRCULATION MOV

GL MO A 0 0/0 M-i38-3A 8-3 Fl

SC
SO

Y2

M3
M3

VA-4

VA-i
VA-i

2CV8ii2 2 A

Valve Name

2.000

CHARGING PUMP MIN FLOW RECIRCULATION MOV

GL MO A 0 0 M-i38-2 F-2 LT

P1
SC

AJ

Y2
CS CS-iS

VA-4

VA-b

2CV8ii3 2 AC

Valve Name

0.7S

MOV RO PPS SEAL L/0 HDR INSIDE ONMT ISOL

CK SA A SYS 0/0 M-i38-2 F-2 CCL

OOF
LT

CM

CM
AJ

2CV8ii4 2 B

Valve Name

2

ROP SEAL WATER RETURN HEADER CHECK VALVE

GL SO A 0 0/C M-i38-3A A-3 FO
P1

SO

SO

M3
Y2
M3

M3

VA-2
VA-4

VA-i

VA-i
Valve Name SOV A CV PP ESF MINIFLOW ISOL VLV
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Valve EPN

2CV81 16

Byron Station
1ST PROGRAM PLAN

Test Test Relief Deferred Tech.

Type Freq. Request Just. Pos.

FO M3 VA-2
P1 Y2 VA-4

SO M3 VA-i
SO M3 VA-i

Charging (Page 6)

Safety
Class

Category Size Valve Act. Active! Normal Safety
Type Type Passive Position Position

P&lD P&lD
Coor.

2 B 2 GL SO A 0 0/0 M-i38-3A B-s

Valve Name CHARGING PUMP MIN FLOW RECIRCULATION SOV

2OV8i2i 2 C 2.0x3.0
Valve Name

RV SA A C 0
SEAL WATER RETURN RELIEF VALVE

M-i38-2 E-3 RT YiO

2OV8124 2 C 0.lSxi.0
Valve Name

RV SA A 0 0
CHARGING PUMP SUCTION HEADER RELIEF VALVE

M-i38-4 0-5 RT YiO

2OV8152 2 A 3.000 GL AO A 0 C M-i38-5A 0-7 FC CS CS-4 VA-2
LT AJ
P1 Y2 VA-4

SC CS CS-4 VA-i
Valve Name LETDOWN HEADER CONTAINMENT ISOLATION VALVE

2CV8153A 1 B 1.000 GL A0 A 0 C M-138-2 D-2 FO
P1

SC

M3
Y2

M3

VA-2

VA-4
VA-i

2OV8153B 1 B

Valve Name

1.000

AOV - EXCESS LETDOWN HEAT EXCHANGER INLET

GL AO A C C M-i38-2 0-2 FC

Fl
SC

M3

Y2
M3

VA-2

VA-4
VA-i

2OV8i60 2 A

Valve Name

3.000

AOV - EXCESS LETDOWN HEAT EXCHANGER INLET

GL AO A 0 C M-i38-SA 8-8 FC
LT
P1

50

05
AJ
Y2

05

OS-4

CS-4

VA-2

VA-4

VA-i

2CV8348 2 C

Valve Name

2.000

LETDOWN HEADER CONTAINMENT ISOLATION VALVE

OK SA A SYS C M-i38-3B E-2 CCD

COD

CM

CM

2OV83SSA 2 B

Valve Name

2.000

CHECK - RCS LOOP FILL

GL MO A 0 0/0 M-i38-i 8-8 Fl
SO

Y2
CS CS-i7

VA-4, 6

VA-i

2OV83SSB 2 B

Valve Name

2.000

ROP SEAL INJECTION ISOLATION VALVE

GL MO A 0 0/0 M-i38-i 0-4 Fl

SC
Y2
05 03-17

VA-4, 6

VA-i

2CV83SSO 2 B

Valve Name

2.000

ROP SEAL INJECTION ISOLATION VALVE

GL MO A 0 0/0 M-i38-2 8-8 Fl

SC
Y2
05 03-17

VA-4, 6

VA-i

Valve Name ROP SEAL INJECTION ISOLATION VALVE
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Byron Station
1ST PROGRAM PLAN

Charging (Page 7)

Valve EPN Safety Category Size Valve Act. Active! Normal Safety P&ID P&ID Test Test Relief Deferred Tech.
Class Type Type Passive Position Position Coor. Type Freq. Request Just. Pos.

2OV8355D 2 B 2.000 GL MO A 0 0/C M-i38-2 B-S Fl Y2

SO CS CS-i7

VA-4, 6

VA-i

2CV8368A 2

Valve Name

C 2.000

RCP SEAL INJECTION ISOLATION VALVE

OK SA A SYS C M-i38-i 0-7 COD CM

COD CM

2OV8368B 2

Valve Name

C 2.000

CHECK VALVE - SEAL INJECTION INLET

OK SA A SYS C M-i38-i 0-4 COD CM

COD CM

2OV8368O 2

Valve Name

0 2.000

CHECK VALVE - SEAL INJECTION INLET

OK SA A SYS C M-i38-2 0-8 COD CM

COD CM

2CV8368D 2

Valve Name

C 2.000

CHECK VALVE - SEAL INJECTION INLET

CK SA A SYS C M-i38-2 C-S COD CM
COD CM

20V8440 2

Valve Name

C 4.000

CHECK VALVE - SEAL INJECTION INLET

OK SA A SYS 0/C M-i38-4 D-S OCU CM
COF CM

2OV8442 2

Valve Name

N/A 2.00

CV VOT OVO1T OUTLET CHK VLV

OK SA N/A SYS N/A M-i38-4 B-i COD CM
COD CM
OOF CS CS-2

20V8480A 2

Valve Name

C 2.000

CV EMER BORATION INLET CHK VLV

OK SA A SYS 0/C M-i38-3A D-6 00 M3
CO 1~3

20V8480B 2

Valve Name

C 2.000

CV PP MINIFLOW CHK VLV

OK SA A SYS 0/C M-i38-3A 8-6 00 M3
00 M3

2CV8481A 2

Valve Name

C 4.000

CV PP MINIFLOW CHK VLV

OK SA A SYS 0/C M-i38-3A D-6 00 M3
CO RR RJ-4

2CV8481B 2

Valve Name

0 4.000

CV PP DSCH OHK VLV

OK SA A SYS 0/C M-i38-3A 0-7 CO M3
CO RR RJ-4

2OV8546 2

Valve Name

C 8.000

CV PP DSCH CHK VLV

OK SA A SYS 0/C M-i38-4 A-S OCA CM
COF CM

Valve Name RWST TO CHARGING PUMP SUCTION CHECK VALVE
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Byron Station
1ST PROGRAM PLAN

Charging (Page 8)

Valve EPN Safety Category Size Valve Act. Active! Normal Safety P&ID P&lD Test Test Relief Deferred Tech.

Class Type Type Passive Position Position Coor. Type Freq. Request Just. Pos.

2CV8804A 2 B 8.000 GA MO A C 0/C M-i38-4 8-6 Fl Y2 VA-4

SO CS OS-2 VA-i

Valve Name RHRTO CHARGING PUMP SUCTION ISOLATION VALVE
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Byron Station
1ST PROGRAM PLAN

Diesel Generator (Page 1)

Valve EPN Safety Category Size Valve Act. Active! Normal Safety P&ID P&ID Test Test Relief Deferred Tech.

Class Type Type Passive Position Position Coor. Type Freq. Request Just. Pos.

1SA148A NO C 0.7S RV SA A C 0/0 M-S4-4A F-6 RT YlO
Valve Name DG STARTING AIR RECEIVER RELIEF VALVE

iSAi48B NC 0 0.75 RV SA A C 0/C M-54-4A D-6 RT YiO
Valve Name DG STARTING AIR RECEIVER RELIEF VALVE

iSAi48C NC C 0.75 RV SA A C 0/0 M-S4-4A F-3 RT YiO
Valve Name DG STARTING AIR RECEIVER RELIEF VALVE

iSAi48D NO C 0,75 RV SA A 0 0/0 M-S4-4A D-3 RT YiO
Valve Name DG STARTING AIR RECEIVER RELIEF VALVE

2SA148A NC 0 0.7S RV SA A C 0/0 M-S4-4B F-6 RT YiO
Valve Name DG STARTING AIR RECEIVER RELIEF VALVE

2SA148B NC 0 0.7S RV SA A 0 0/0 M-S4-4B D-6 RT YiO
Valve Name DG STARTING AIR RECEIVER RELIEF VALVE

2SA148C NO C 0.7S RV SA A C 0/0 M-54-4B F-3 RT YiO
Valve Name DG STARTING AIR RECEIVER RELIEF VALVE

2SA148D NO C 0.75 RV SA A 0 0/0 M-S4-4B D-3 RT YiO
Valve Name DG STARTING AIR RECEIVER RELIEF VALVE
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Valve Name DO TRANSFER PUMP DISCHARGE CHECK VALVE

1.5 OK SA A SYS 0/C

Valve Name DO TRANSFER PUMP DISCHARGE CHECK VALVE

1.5 OK SA A SYS 0/C

Valve Name DO TRANSFER PUMP DISCHARGE CHECK VALVE

1.5 OK SA A SYS 0/0

Valve Name DO TRANSFER PUMP DISCHARGE CHECK VALVE

NC C 1.5x2.S RV SA A C 0/C
Valve Name DO TRANSFER PUMP DISCHARGE RELIEF VALVE

NC C i.5x2.S RV SA A C 0/C
Valve Name DO TRANSFER PUMP DISCHARGE RELIEF VALVE

NO C i.5x2.5 RV SA A C 0/C
Valve Name DO TRANSFER PUMP DISCHARGE RELIEF VALVE

NO C 1.Sx2.5 RV SA A C 0/C

Valve Name DO TRANSFER PUMP DISCHARGE RELIEF VALVE

3 0 1.5 OK SA A SYS 0/C

Valve Name DO TRANSFER PUMP DISCHARGE CHECK VALVE

1.5 OK SA A SYS 0/C

Valve Name DO TRANSFER PUMP DISCHARGE CHECK VALVE

1.5 OK SA A SYS 0/C

Valve Name DO TRANSFER PUMP DISCHARGE CHECK VALVE

1.5 CK SA A SYS 0/C

Valve Name DO TRANSFER PUMP DISCHARGE CHECK VALVE

i.5x2.S RV SA A 0 0/0
Valve Name DO TRANSFER PUMP DISCHARGE RELIEF VALVE

i.Sx2.S RV SA A C 0/0

Valve Name DO TRANSFER PUMP DISCHARGE RELIEF VALVE

Valve EPN Safety
Class

1D0003A

Diesel Oil (Page 1)

Category Size Valve Act. Active! Normal Safety P&lD P&lD
Type Type Passive Position Position Coor.

1D0003B 3 C

3 0 1.5 OK SA A SYS 0/C M-S0-iB F-2 CC M3

Byron Station
1ST PROGRAM PLAN

Test Test Relief Deferred Tech.

Type Freq. Request Just. Pos.

VA-7
CO M3 VA-7

iD0003C 3 C

M-50-iA E-3

1D0003D 3 0

M-S0-iB E-2

VA-7
VA-7

VA-7

VA-7

VA-7
VA-7

M-50-iA E-3

1DOO2OA

1DOO2OB

1DOO200

1DOO2OD

2D0003A

M-50-iB E-3

M-50-iA E-3

M-S0-iB E-3

M-S0-iA D-3

M-i30-iA 0-3

2D0003B 3 C

CO
CO

CC

CO

CO
CO

RT

RT

RT

RT

CC

Co

CO
00

CC

CO

CC
00

RT

RT

M3
M3

M3

M3

M3
M3

YiO

YiO

YbO

YlO

M3
M3

M3
M3

M3

M3

M3
M3

Yb

YiO

2D0003C 3 C

M-i30-iB 0-3

2D0003D 3 C

M-i30-iA 0-3

VA-7

VA-7

VA-7
VA-7

VA-7

VA-7

VA-7
VA-7

M-i30-iB 0-3

M-i30-iA 0-3

M-i30-iB 0-3

2D0020A NC 0

2D0020B NO C

2D0020C NO C i.Sx2.5 RV SA A C 0/C M-i30-iA 0-3 RT YiO
Valve Name DO TRANSFER PUMP DISCHARGE RELIEF VALVE
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Byron Station
1ST PROGRAM PLAN

Diesel Oil (Page 2)
Valve EPN Safety Category Size Valve Act. Active! Normal Safety P&lD P&ID Test Test Relief Deferred Tech.

Class Type Type Passive Position Position Coor. Type Freq. Request Just. Pos.

2D0020D NC C i.5x2.5 RV SA A C 0/0 M-i30-iB 0-3 RT YiO
Valve Name DO TRANSFER PUMP DISCHARGE RELIEF VALVE
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Byron Station

1ST PROGRAM PLAN

Fuel Pool Cooling (Page 1)

Valve EPN Safety Category Size Valve Act. Active! Normal Safety P&ID P&ID Test Test Relief Deferred Tech.
Class Type Type Passive Position Position Coor. Type Freq. Request Just. Pos.

1F0009 2 A 4 PLG M P LO 0 M-63-iA 0-7 LT AJ
Valve Name REFUELING CAVITY TO PURIFIC PUMPS SUCTION ISOL VLV

iFCObO 2 A 4 PLG M P LO C M-63-iA 0-6 LT AJ
Valve Name REFUELING CAVITY TO PURIFIC PUMPS SUCTION ISOL VLV

iFCOii 2 A 3 PLG M P LC 0 M-63-iC 8-6 LT AJ
Valve Name SPENT FUEL PIT DEMIN TO REFUEL CAVITY MAN ISOL VLV

iFCOi2 2 A 3 PLG M F LO C M-63-iC 8-8 LT AJ
Valve Name SPENT FUEL PIT DEMIN TO REFUEL CAVITY MAN ISOL VLV

2F0009 2 A 4 FLG M P LC C M-63-iA 8-7 LT AJ
Valve Name REFUELING CAVITY TO PURIFIC PUMPS SUCTION ISOL VLV

2FOO1O 2 A 4 PLG M P LC C M-63-iA 8-6 LT AJ
Valve Name REFUELING CAVITY TO PURIFIC PUMPS SUCTION ISOL VLV

2FOOii 2 A 3 PLG M F LC C M-63-iB 8-2 LT AJ
Valve Name SPENT FUEL PIT DEMIN TO REFUEL CAVITY MAN ISOL VLV

2FO0i2 2 A 3 PLG M P LC C M-63-iB B-i LT AJ
Valve Name SPENT FUEL PIT DEMIN TO REFUEL CAVITY MAN ISOL VLV
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Byron Station
1ST PROGRAM PLAN

Test Test Relief Deferred Tech.

Type Freq. Request Just. Pos.

FC M3 VA-2

Valve EPN

iFPOiO

Fire Protection (Page 1)

Safety Category Size Valve Act. Active! Normal Safety P&ID P&lD
Class Type Type Passive Position Position Coor.

2 B 4 GL AO A 0 C M-S2-i E6

P1 Y2 VA-4
SO M3 VA-i

Valve Name FIRE PROTECTION OUTBOARD CONTAINMENT ISOLATION VLV

1FP345 2 0 6 OK SA A C 0 M-52-i E7 OCU CM

Cof CM VA-8

Valve Name FIRE PROTECTION INBOARD CONTAINMENT ISOLATION VLV

1FP36O 3 C 0.7Sxi.0 RV SA A 0 0/C M-52-i E-7 RT YiO
Valve Name FIRE PROTECTION RELIEF VALVE

2FPO1O 2 B 4 GL A0 A 0 0 M-52-i E3 FO M3 VA-2

Fl Y2 VA-4

SC M3 VA-i
Valve Name FIRE PROTECTION OUTBOARD CONTAINMENT ISOLATION VLV

2FP34S 2 C 6 OK SA A C C M-52-i E2 COU CM

COF CM VA-S
Valve Name FIRE PROTECTION INBOARD CONTAINMENT ISOLATION VLV

2FP360 3 0 0.7Sxl.0 RV SA A 0 0/0 RT YbO
Valve Name FIRE PROTECTION RELIEF VALVE
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Byron Station
1ST PROGRAM PLAN

Feedwater (Page 1)

Valve EPN Safety Category Size Valve Act. Active! Normal Safety P&ID P&lD Test Test Relief Deferred Tech.
Class Type Type Passive Position Position Coor. Type Freq. Request Just. Pos.

1FWOO9A 2 B

~

16

Valve Name

GA HO A 0 C M-36-iO

~
HOV S/G FW ISOL VLV

C-S P1

SC

Y2

CS CS-3

VA-4

VA-i

1FWOO9B 2 B 16 GA HO A 0 0 M-36-iA 0-5 Fl

SO

Y2

CS OS-3

VA-4

VA-i

1FWOO9C 2 B

Valve Name

16

HOV S/G FW ISOL VLV

GA HO A 0 C M-36-iD C-S Fl

50

Y2

05 CS-3

VA-4

VA-i

1FWOO9D 2 B

Valve Name

16

HOV S/G FW ISOL VLV

GA HO A 0 0 M-36-iB C-S P1

50

Y2

05 CS-3

VA-4

VA-i

1FWO34A NC B

Valve Name

2
Valve Name

HOV S/G FW ISOL VLV

GL A0 A 0 0 M-36-iO
S/G FEEDWATER TEMPERING FLOW CONTROL VALVE

E-2 FC RR RJ-7 VA-2

1FWO34B NC B 2
Valve Name

GL AO A 0 0 M-36-iA
S/G FEEDWATER TEMPERING FLOW CONTROL VALVE

E-2 FC RR RJ-7 VA-2

1FWO34C NO B 2
Valve Name

GL AO A 0 0 M-36-iD
S/G FEEDWATER TEMPERING FLOW CONTROL VALVE

E-2 FC RR RJ-7 VA-2

1FWO34D NO B 2
Valve Name

GL A0 A 0 C M-36-iB
S/G FEEDWATER TEMPERING FLOW OONTROL VALVE

E-2 FC RR RJ-7 VA-2

1FWO3SA 2 B 3 GL AO A 0 0 M-36-iO E-3 FO
Fl

SC

M3
Y2
M3

VA-2
VA-4

VA-i

1FWO3SB 2 B

Valve Name

3

S/G FEEDWATER TEMPERING ISOLATION VALVE

GL AO A 0 C M-36-iA E-3 FC
Fl

SO

M3
Y2

M3

VA-2
VA-4

VA-i

1FWO3SC 2 B

Valve Name

3

S/G FEEDWATER TEMPERING ISOLATION VALVE

GL AO A 0 C M-36-iD E-3 FC
Fl

SC

M3
Y2
M3

VA-2
VA-4

VA-i

1FWO3SD 2 B

Valve Name

3

S/G FEEDWATER TEMPERING ISOLATION VALVE

GL AO A 0 0 M-36-1B E-3 FO

P1
SC

M3

Y2
M3

VA-2

VA-4

VA-i

1FWO36A 2 C

Valve Name

3

S/G FEEDWATER TEMPERING ISOLATION VALVE

OK SA A SYS 0 M-36-iO E-3 OCU
COF

CM
CM VA-8

Valve Name FEEDWATER TEMPERING LINE CHECK VALVE
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Feedwater (Page 2)

Byron Station
1ST PROGRAM PLAN

Valve EPN Safety

Class

1FWO36B 2

1 FWO36C 2 0

Category Size Valve Act. Active! Normal Safety P&lD P&lD Test Test Relief Deferred Tech.
Type Type Passive Position Position Coor. Type Freq. Request Just. Pos.

C 3 OK SA A SYS C M-36-iA E-3 CCU CM

Valve Name FEEDWATER TEMPERING LINE CHECK VALVE

3 OK SA A SYS C

COF CM VA-8

M-36.iD E-3 OCU CM

COF CM VA-8
Valve Name FEEDWATER TEMPERING LINE CHECK VALVE

1FWO36D 2 C 3 OK SA A SYS C M-36-iB E-3 COU CM

COF CM VA-8
Valve Name FEEDWATERTEMPERING LINE CHECK VALVE

1FWO39A 2 B 6 GA AO A C C M-36-IC 0-4 FC
Fl

SC

M3
Y2

M3

VA.2
VA-4

VA-i

1FWO39B 2 B

Valve Name

6

S/G LOW FLOW FEEDWATER ISOLATION VALVE

GA AO A C C M-36-iA 0-4 FC

Fl
SC

M3

Y2
M3

VA-2

VA-4
VA-i

1FWO39C 2 B

Valve Name

6

S/G LOW FLOW FEEDWATER ISOLATION VALVE

GA A0 A 0 0 M-36-iD 0-4 FO
Fl

SC

M3
Y2

M3

VA-2
VA-4

VA-i

1FWO39D 2 B

Valve Name

6

S/G LOW FLOW FEEDWATER ISOLATION VALVE

GA AO A 0 C M-36-iB C-4 FO
Fl

SC

M3
Y2

M3

VA-2
VA-4

VA-i

1FWO79A 2 B

Valve Name

16

S/G LOW FLOW FEEDWATER ISOLATION VALVE

CK SA A SYS C M-36-iC 0-4 OCU
COF

CM
CM VA-8

1FWO79B 2 B

Valve Name

16

FEEDWATER ISOLATION CHECK VALVE

OK SA A SYS C M-36-iA 0-4 OCU

OOF

CM

CM VA-8

1FWO79O 2 B

Valve Name

16

FEEDWATER ISOLATION CHECK VALVE

OK SA A SYS C M-36-iD 0-4 OCU
OOF

CM
CM VA-S

1FWO79D 2 B

Valve Name

16

FEEDWATER ISOLATION CHECK VALVE

OK SA A SYS C M-36-iB 0-3 CCU

COF

OM

CM VA-8

iFW5iO NC B

Valve Name

16
Valve Name

FEEDWATER ISOLATION CHECK VALVE

AN AO A 0 C
FEEDWATER REGULATING VALVE

M-36-iC D-2 FO RR RJ-7 VA-2
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Byron Station
1ST PROGRAM PLAN

Feedwater (Page 3)

Valve EPN Safety Category Size Valve Act. Active! Normal Safety P&ID P&lD Test Test Relief Deferred Tech.
Class Type Type Passive Position Position Coor. Type Freq. Request Just. Pos.

2FWOO9B 2 B

Valve Name FEEDWATER REGULATING BYPASS VALVE

NO B 16 AN A0 A 0 0 M-36-iA D-2 FO RR
Valve Name FEEDWATER REGULATING VALVE

NC B 4 GA AO A C C M-36-iA 0-2 FC RR
Valve Name FEEDWATER REGULATING BYPASS VALVE

NC B 16 AN AO A 0 C M-36-iD 0-2 FC RR
Valve Name FEEDWATER REGULATING VALVE

NO B 4 GA AO A 0 C M-36-iD 0-2 FO RR
Valve Name FEEDWATER REGULATING BYPASS VALVE

NC B 16 AN AO A 0 C M-36-iB D-2 FC RR
Valve Name FEEDWATER REGULATING VALVE

NC B 4 GA AO A 0 C M-36-iB 0-2 FC RR

Valve Name FEEDWATER REGULATING BYPASS VALVE

2 B 16 GA HO A 0 C M-12i-iB 0-5 P1 Y2

SC OS

Valve Name HOV S/G FW ISOL VLV

16 0 M-i2i-iD C-S P1 Y2

SO CS
Valve Name HOV S/G FW ISOL VLV

16 C M-i21-iA 0-5 Fl Y2

SO OS
Valve Name HOV S/G FW ISOL VLV

16 0 M-i2i-iC C-S Fl Y2

SO OS
Valve Name HOV S/G FW ISOL VLV

NO B 2 GL A0 A 0 C M-12i-iB E-2 FC RR
Valve Name S/G FEEDWATER TEMPERING FLOW CONTROL VALVE

NO B 2 GL AO A 0 C M-i2i-iD E-2 FO RR

Valve Name S/G FEEDWATER TEMPERING FLOW CONTROL VALVE

NO B 2 GL AO A 0 C M-i2i-iA E-2 FO RR
Valve Name S/G FEEDWATER TEMPERING FLOW CONTROL VALVE

NC B 2 GL AO A 0 C M-i2i-iO E.2 FC RR

Valve Name S/G FEEDWATER TEMPERING FLOW CONTROL VALVE

2 B 3 GL AO A 0 0 M-i2i-iB E-3 FO M3

2FWOO9C 2 B

2FWOO9D 2 B

CS-3

OS-3

Fl Y2 VA-4

SC M3 VA-i

GA HO A 0

GA HO A 0

GA HO A 0

NC B 4 GA AO A 0 C M-36-i0 0-2 FC RR1FWS1OA

1FWS2O

1FW52OA

1FWS3O

1FWS3OA

1FW54O

1FWS4OA

2FWOO9A

RJ-7 VA-2

RJ-7 VA-2

RJ-7 VA-2

RJ-7 VA-2

RJ-7 VA-2

RJ-7 VA-2

RJ-7 VA-2

VA-4

CS-3 VA-i

VA.4
VA-i

VA-4

VA-i

VA-4

CS-3 VA-i

RJ-7 VA-2

RJ-7 VA-2

RJ-7 VA-2

RJ-7 VA-2

VA-2

2FW034A

2FW034B

2FW034C

2FW034D

2FWO3SA

Valve Name S/G FEEDWATER TEMPERING ISOLATION VALVE
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Feedwater (Page 4)

Byron Station
1ST PROGRAM PLAN

2FW035B 2 B 3 GL A0 A 0 0 M-i2i-iD E-3 FO M3

2FWO3SO 2 B

Valve Name S/G FEEDWATER TEMPERING ISOLATION VALVE

3 GL AO A 0 C

P1 Y2
SO M3

Valve EPN Safety Category Size Valve Act Active! Normal Safety P&lD P&ID
Class Type Type Passive Position Position Coor.

Test Test Relief Deferred
Type Freq. Request Just.

Tech.

Pos.

VA-2
VA-4

VA-i

M-i21-iA E-3 FC M3 VA-2
Fl Y2 VA-4

SO M3 VA-i
Valve Name S/G FEEDWATER TEMPERING ISOLATION VALVE

2FWO3SD 2 B 3 GL A0 A 0 0 M-i2i-iC E-3 FO M3 VA-2
P1 Y2 VA-4

SO M3 VA-i
Valve Name S/G FEEDWATER TEMPERING ISOLATION VALVE

2FW036A 2 C 3 OK SA A SYS C M-i2i-iB E-3 COU
COF

CM
CM VA-8

2FW036B 2 0

Valve Name

3

FEEDWATER TEMPERING LINE CHECK VALVE

OK SA A SYS 0 M-i2i-iD E-3 OCU
OOF

CM
CM VA-8

2FW036O 2 C

Valve Name

3

FEEDWATER TEMPERING LINE CHECK VALVE

OK SA A SYS 0 M-i2i-iA E-3 CCU

COF

CM

CM VA-S

2FW036D 2 0

Valve Name

3

FEEDWATER TEMPERING LINE CHECK VALVE

OK SA A SYS C M-12i-iC E-3 OCU

COF

CM

CM VA-8

2FW039A 2 B

Valve Name

6

FEEDWATER TEMPERING LINE CHECK VALVE

GA AO A 0 C M-i2i-iB 0-4 FC

Fl
SC

05

Y2
05

CS-9

CS-9

VA-2
VA-4
VA-i

2FW039B 2 B

Valve Name

6

S/G PREHEATER BYPASS ISOLATION VALVE

GA AO A 0 C M-i2i-iD 0-4 FC
P1
50

CS
Y2
05

CS-S

CS-9

VA-2
VA-4

VA-i

2FW039C 2 B

Valve Name

6

S/G PREHEATER BYPASS ISOLATION VALVE

GA AO A 0 0 M-i2i-iA 0-4 FO

P1
SO

CS

Y2
CS

08-9

CS-9

VA-2

VA-4

VA-b
Valve Name S/G PREHEATER BYPASS ISOLATION VALVE
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Byron Station
1ST PROGRAM PLAN

Test Test Relief Deferred

Type Freq. Request Just.

FO CS CS-9

P1 Y2

SO CS OS-9

Valve EPN

2FW039D

Feedwater (Page 5)

Safety Category Size Valve Act. Active! Normal Safety P&ID P&lD
Class Type Type Passive Position Position Coor.

2 B 6 GA A0 A 0 0 M-i2i-1C 0-4

Valve Name S/G PREHEATER BYPASS ISOLATION VALVE

3 GL AO A 02FW043A 2 B C M-i2i-iB B-S

Tech.

Pos.

VA-2

VA-4

VA-i

VA-2FO M3
Fl

SC

Y2

M3

VA-4

VA-i
Valve Name FEEDWATER ISOLATION VALVE BYPASS VALVE

2FW043B 2 B 3 GL AO A 0 C M-i2i-iD B-S FO

Fl
SC

M3

Y2
M3

VA-2

VA-4

VA-i

2FW043C 2 B

Valve Name

3

FEEDWATER ISOLATION VALVE BYPASS VALVE

GL AO A C C M-i2i-iA B-S FO

P1

SO

M3

Y2

M3

VA-2

VA-4

VA-i

2FW043D 2 B

Valve Name

3

FEEDWATER ISOLATION VALVE BYPASS VALVE

GL AO A C 0 M-i2i-iC B-S FO
Fl

SO

M3
Y2

M3

VA-2
VA-4

VA-i

2FW079A 2 B

Valve Name

16

FEEDWATER ISOLATION VALVE BYPASS VALVE

CK SA A SYS 0 M-i2i-iB 0-4 OOU

COF

CM

CM VA-S

2FW079B 2 B

Valve Name

16

FEEDWATER ISOLATION CHECK VALVE

OK SA A SYS C M-i2i-iD 0-4 COU

COF

CM

CM VA-S

2FW0790 2 B

Valve Name

16

FEEDWATER ISOLATION CHECK VALVE

OK SA A SYS C M-i21-iA C-4 OCU

COF

CM

CM VA-8

2FW079D 2 B

Valve Name

16

FEEDWATER ISOLATION CHECK VALVE

CK SA A SYS C M-i2i-iC 0-4 OCU

COF

CM

CM VA-S

2FW51O NC B

Valve Name

16
Valve Name

FEEDWATER ISOLATION CHECK VALVE

AN AO A 0 0
FEEDWATER REGULATING VALVE

M-i2i-iB D-2 FC RR RJ-7 VA-2

2FWS10A NC B 4
Valve Name

GA AO A C C
FEEDWATER REGULATING BYPASS VALVE

M-i2i-bB 0-2 FC RR RJ-7 VA-2

2FWS2O NO B 16

Valve Name

AN A0 A 0 0

FEEDWATER REGULATING VALVE

M-i2i-iD D-2 FO RR RJ-7 VA-2
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Valve EPN

2FWS2OA

2FW530

2FWS3OA

2FWS4O

2FW540A

Safety
Class

NO

NC

NO

NC

NC

Tech.
Pos.

VA-2

VA-2

VA-2

VA-2

VA-2

Feedwater (Page 6)

Category Size Valve Act. Active! Normal Safety P&ID P&ID
Type Type Passive Position Position Coor.

B 4 GA AO A C C M-i2i-iD 0-2

Valve Name FEEDWATER REGULATING BYPASS VALVE

B 16 AN A0 A 0 C M-i2i-iA D-2

Valve Name FEEDWATER REGULATING VALVE

B 4 GA AO A C 0 M-i2i-iA 0-2

Valve Name FEEDWATER REGULATING BYPASS VALVE

B 16 AN A0 A 0 0 M-i2i-iC D-2
Valve Name FEEDWATER REGULATING VALVE

B 4 GA A0 A C C M-i2i-iO 0-2

Valve Name FEEDWATER REGULATING BYPASS VALVE

Byron Station
ST PROGRAM PLAN

Test Test Relief Deferred
Type Freq. Request Just.

FO RR RJ-7

FC RR RJ-7

FO RR RJ-7

FO RR RJ-7

FC RR RJ-7
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Byron Station
1ST PROGRAM PLAN

Radioactive Waste Gas (Page 1)

Valve EPN Safety Category Size Valve Act. Active! Normal Safety P&lD P&lD Test Test Relief Deferred Tech.

Class Type Type Passive Position Position Coor. Type Freq. Request Just. Pos.

OGW9300A 3 0 i.0x2.0 RV SA A C 0/0 M-69-i D-S RT YiO
Valve Name WASTE GAS DECAY TANK RELIEF VALVE

OGW9300B 3 C i.0x2.0 RV SA A C 0/C M-69-i D-7 RT YiO
Valve Name WASTE GAS DECAY TANK RELIEF VALVE

OGW93000 3 0 i.0x2.0 RV SA A C 0/C M-69-i D-6 RT YiO
Valve Name WASTE GAS DECAY TANK RELIEFVALVE

OGW9300D 3 C i.0x2.0 RV SA A C 0/C M-69-i 0-S RT YbO
Valve Name WASTE GAS DECAY TANK RELIEF VALVE

OGW9300E 3 0 i.0x2.0 RV SA A 0 0/0 M-69-i D-4 RT YiO

Valve Name WASTE GAS DECAY TANK RELIEF VALVE

OGW9300F 3 0 i.0x2.0 RV SA A C 0/C M-69-i D-2 RT YbO
Valve Name WASTE GAS DECAY TANK RELIEF VALVE
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Byron Station
1ST PROGRAM PLAN

Instrument Air Supply (Page 1)

Valve EPN Safety Category Size Valve Act. Active! Normal Safety P&lD P&ID Test Test Relief Deferred Tech.

Class Type Type Passive Position Position Coor. Type Freq. Request Just. Pos.

1IAO6S 2 A 3 GL AO A 0 C M-55-4 0-2 FC RR RJ-2 VA-2
LT AJ

Fl Y2 VA-4

SO RR RJ-2 VA-i
Valve Name IA SUPPLY CONTAINMENT ISOLATION VALVE

ilA066 2 A 3 GL AO A 0 C M-SS-4 0-3 FO RR RJ-2 VA-2
LT AJ

P1 Y2 VA-4

SO RR RJ-2 VA-b
Valve Name IA SUPPLY CONTAINMENT ISOLATION VALVE

ilAO9b 2 AC 0.7S OK SA A SYS C M-SS-4 0-3 CCL
COF

LT

CM
CM

AJ

21A06S 2 A

Valve Name

3

IA SUPPLY CONTAINMENT ISOLATION CHECK VALVE

GL AO A 0 C M-55-S 0-7 FO
LT

P1
SO

RR
AJ

Y2
RR

RJ-2

RJ-2

VA-2

VA-4

VA-i

2IA066 2 A

Valve Name

3

IA SUPPLY CONTAINMENT ISOLATION VALVE

GL A0 A 0 C M-55-S 0-6 FO
LT

P1
SO

RR
AJ

Y2
RR

RJ-2

RJ-2

VA-2

VA-4

VA-i

2IA09i 2 AC

Valve Name

0.7S

IA SUPPLY CONTAINMENT ISOLATION VALVE

OK SA A SYS C M-55-S E-6 CCL

COF
LT

CM

CM
AJ

Valve Name IA SUPPLY CONTAINMENT ISOLATION CHECK VALVE
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Byron Station
1ST PROGRAM PLAN

Main Steam (Page 1)

Valve EPN Safety Category Size Valve Act. Active! Normal Safety P&lD P&lD Test Test Relief Deferred Tech.
Class Type Type Passive Position Position Coor. Type Freq. Request Just. Pos.

C 6 RV SA A C 0/C M-35-2 0-4 RT YS
Valve Name STEAM GE NERATOR SAFETY VALVE

C 6 RV SA A C 0/C M-35-i F-4 RT YS
Valve Name STEAM GENERATOR SAFETY VALVE

C 6 RV SA A C 0/0 M-35-2 F-4 RT YS
Valve Name STEAM GENERATOR SAFETY VALVE

O 6 RV SA A 0 0/0 M-3S-i 0-4 RT YS
Valve Name STEAM GENERATOR SAFETY VALVE

C 6 RV SA A C 0/C M-35-2 0-3 RT YS
Valve Name STEAM GENERATOR SAFETY VALVE

C 6 RV SA A C 0/C M-35-i F-4 RT YS
Valve Name STEAM GENERATOR SAFETY VALVE

C 6 RV SA A C 0/C M-35-2 F-3 RT YS
Valve Name STEAM GENERATOR SAFETY VALVE

C 6 RV SA A C 0/C M-3S-i 0-4 RT YS
Valve Name STEAM GENERATOR SAFETY VALVE

C 6 RV SA A C 0/0 M-35-2 0-3 RT YS
Valve Name STEAM GENERATOR SAFETY VALVE

O 6 RV SA A C 0/C M-35-i F-3 RT YS
Valve Name STEAM GENERATOR SAFETY VALVE

C 6 RV SA A C 0/C M-35-2 F-3 RT Y5

Valve Name STEAM GENERATOR SAFETY VALVE

O 6 RV SA A C 0/0 M-3S-i 0-3 RT YS
Valve Name STEAM GENERATOR SAFETY VALVE

1MSOO1A 2 B 30.25

Valve Name

GA HO A 0 C

STEAM GENERATOR MAIN STEAM ISOLATION VALVE

M-3S-2 8-4 Fl

SC

Y2

OS CS-i

VA-4

VA-i

iMSOOiB 2 B 32.75 GA HO A 0 C M-3S-i E-5 P1
SC

Y2
CS CS-i

VA-4

VA-i

iMSOOiC 2 B

Valve Name

32.75

STEAM GENERATOR MAIN STEAM ISOLATION VALVE

GA HO A 0 C M-3S-2 E-4 Fl

SO

Y2

CS CS-i

VA-4

VA-i

1MSOO1D 2 B

Valve Name

30.2S

STEAM GENERATOR MAIN STEAM ISOLATION VALVE

GA HO A 0 C M-3S-i 8-5 Fl

SO

Y2

CS CS-i

VA-4

VA-i
Valve Name STEAM GENERATOR MAIN STEAM ISOLATION VALVE

1MSO13A

1MSO13B

iMSOi3O

1 MSO13D

1MSO14A

1 MSO14B

1MSO14O

iMSOi4D

1MSO1SA

iMSOisB

1MSO1SC

1MSO1SD

2

2

2

2

2

2

2

2

2

2

2

2
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Byron Station
1ST PROGRAM PLAN

Test Test Relief Deferred Tech.
Type Freq. Request Just. Pos.

RT YS

RT YS

RT YS

RT YS

RT YS

RT YS

RT YS

RT YS

FO M3 VA-2

Main Steam (Page 2)

Valve EPN Safety Category Size Valve Act. Active! Normal Safety P&lD P&lD
Class Type Type Passive Position Position Coor.

iMSOi6A 2 0 6
Valve Name

RV SA A 0
STEAM GENERATOR SAFETY VALVE

0/0 M-35-2 0-2

1MSO16B 2 C 6
Valve Name

RV SA A C
STEAM GENERATOR SAFETY VALVE

0/C M-3S-i F-3

iMSOi6O 2 0 6
Valve Name

RV SA A C
STEAM GENERATOR SAFETY VALVE

0/C M-35-2 F-2

iMSOi6D 2 C 6
Valve Name

RV SA A C
STEAM GENERATOR SAFETY VALVE

0/C M-3S-i 0-3

1MSO17A 2 C 6
Valve Name

RV SA A C
STEAM GENERATOR SAFETY VALVE

0/C M-3S-2 0-2

1MSO17B 2 C 6

Valve Name

RV SA A C

STEAM GENERATOR SAFETY VALVE

0/C M-3S-i F-2

iMSOi7O 2 0 6
Valve Name

RV SA A 0
STEAM GENERATOR SAFETY VALVE

0/C M-35-2 F-2

1MSO17D 2 0 6

Valve Name

RV SA A 0

STEAM GENERATOR SAFETY VALVE

0/C M-35-i 0-2

1MSO1SA 2 B 6 RV HO A 0 0/0 M-35-2 0-2
Fl Y2 VA-4

SC M3 VA-b

SO M3 VA-i
Valve Name STEAM GENERATOR ATMOSPHERIC RELIEF VALVE

1MSO1SB 2 B 6 RV HO A 0 0/0 M-35-b F-2 FO

Fl
SC

SO

M3

Y2
M3

M3

VA-2

VA-4
VA-i

VA-i

iMSOi8O 2 B

Valve Name

6

STEAM GENERATOR ATMOSPHERIC RELIEF VALVE

RV HO A C 0/C M-3S-2 F-2 FO

Fl
SO

SO

M3

Y2
M3

M3

VA-2

VA-4

VA-b

VA-i

1MSO1SD 2 B

Valve Name

6

STEAM GENERATOR ATMOSPHERIC RELIEF VALVE

RV HO A C 0/0 M-35-i 0-2 FC

Fl

SC
SO

M3

Y2

M3
M3

VA-2

VA-4

VA-i

VA-i

iMSOi9A 2 B

Valve Name

S
Valve Name

STEAM GENERATOR ATMOSPHERIC RELIEF VALVE

GA M A 0 0/C
SG PORV INLET ISOLATION MANUAL VALVES

M-3S-2 0-2 SC Y2 VA-3
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Byron Station
1ST PROGRAM PLAN

Main Steam (Page 3)

Valve EPN Safety Category Size Valve Act Active! Normal Safety P&lD P&ID Test Test Relief Deferred Tech.
Class Type Type Passive Position Position Coor. Type Freq. Request Just. Pos.

iMSOi9B 2 B S
Valve Name

GA M A 0 0/0
SG PORV INLET ISOLATION MANUAL VALVES

M-3S-i E-2 SC Y2 VA-3

1MSO19C 2 B S
Valve Name

GA M A 0 0/C
SG PORV INLET ISOLATION MANUAL VALVES

M-35-2 E-2 SC Y2 VA-3

1MSO19D 2 B 8
Valve Name

GA M A 0 0/0
SG PORV INLET ISOLATION MANUAL VALVES

M-3S-i C-2 SO Y2 VA-3

iMSiOiA 2 B 4 GL AO A 0 C M-35-2 8-4 FO M3 VA-2
Fl

SC

Y2

M3

VA-4

VA-i
Valve Name MAIN STEAM ISOLATION VALVE BYPASS VALVE

iMSbOiB 2 B 4 GL AO A C C M-35-i D-5 FO
Fl

SC

M3
Y2

M3

VA-2
VA-4

VA-i

iMSiObO 2 B

Valve Name

4

MAIN STEAM ISOLATION VALVE BYPASS VALVE

GL AO A 0 C M-35-b E-4 FC

Fl
SC

M3

Y2
M3

VA-2

VA-4

VA-i

iMSiOiD 2 B

Valve Name

4

MAIN STEAM ISOLATION VALVE BYPASS VALVE

GL AO A C C M-35-i B-S FO
Fl

SC

M3
Y2
M3

VA-2
VA-4
VA-i

2MSOO1A 2 B

Valve Name

30.2s

MAIN STEAM ISOLATION VALVE BYPASS VALVE

GA HO A 0 0 M-i20-2A C-S P1
SO

Y2
CS CS-i

VA-4

VA-i

2MSOO1B 2 B

Valve Name

32.7S

STEAM GENERATOR MAIN STEAM ISOLATION VALVE

GA HO A 0 C M-i20-i E-S P1
SC

Y2
CS CS-i

VA-4
VA-b

2MSOO1C 2 B

Valve Name

32.75

STEAM GENERATOR MAIN STEAM ISOLATION VALVE

GA HO A 0 C M-i20-2B 0-5 P1

SC

Y2

CS CS-i

VA-4

VA-i

2MSOO1D 2 B

Valve Name

30.25

STEAM GENERATOR MAIN STEAM ISOLATION VALVE

GA HO A 0 C M-i20-i B-S P1
SO

Y2
CS CS-i

VA-4

VA-i

2MSO13A 2 C

Valve Name

6

Valve Name

STEAM GENERATOR MAIN STEAM ISOLATION VALVE

RV SA A C 0/0 M-i20-2A E-4
STEAM GENERATOR SAFETY VALVE

RT YS

2MSO13B 2 C 6

Valve Name
RV SA A C 0/C M-i20-i F-4

STEAM GENERATOR SAFETY VALVE
RT YS
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Main Steam (Page 4)

Valve EPN Safety Category Size Valve Act. Active! Normal
Class Type Type Passive Position

2 C 6 RV SA A C
Valve Name STEAM GENERATOR SAFETY VALVE

2 C 6 RV SA A C

Valve Name STEAM GENERATOR SAFETY VALVE

2 0 6 RV SA A C
Valve Name STEAM GENERATOR SAFETY VALVE

2 C 6 RV SA A C
Valve Name STEAM GENERATOR SAFETY VALVE

2 0 6 RV SA A C
Valve Name STEAM GENERATOR SAFETY VALVE

2 C 6 RV SA A C
Valve Name STEAM GENERATOR SAFETY VALVE

2 C 6 RV SA A C
Valve Name STEAM GENERATOR SAFETY VALVE

2 C 6 RV SA A 0

Valve Name STEAM GENERATOR SAFETY VALVE

2 0 6 RV SA A C
Valve Name STEAM GENERATOR SAFETY VALVE

2 0 6 RV SA A C
Valve Name STEAM GENERATOR SAFETY VALVE

2 C 6 RV SA A 0
Valve Name STEAM GENERATOR SAFETY VALVE

2 C 6 RV SA A 0
Valve Name STEAM GENERATOR SAFETY VALVE

2 0 6 RV SA A C

Valve Name STEAM GENERATOR SAFETY VALVE

2 0 6 RV SA A C
Valve Name STEAM GENERATOR SAFETY VALVE

2 C 6 RV SA A 0

Valve Name STEAM GENERATOR SAFETY VALVE

2 C 6 RV SA A C
Valve Name STEAM GENERATOR SAFETY VALVE

2 0 6 RV SA A C
Valve Name STEAM GENERATOR SAFETY VALVE

2 C 6 RV SA A C
Valve Name STEAM GENERATOR SAFETY VALVE

Byron Station
1ST PROGRAM PLAN

2MSO13C

2MSO13D

2MSO14A

2MSO14B

2MSO14C

2MSO14D

2MSO1SA

2MSO15B

2MSO1SO

2MSO1SD

2MSO16A

2MSO16B

2MSO16C

2MSO16D

2MSO17A

2MSO17B

2MSO17O

2MSO17D

Safety P&lD P&lD
Position Coor.

0/0 M-i20-28 E-S

0/0 M-b20-i 0-4

0/0 M-i20-2A E-4

0/C M-120-b F-4

0/0 M-i20-2B E-4

0/C M-120-i 0-4

0/C M-i20-2A E-3

0/C M-i20-i F-3

0/C M-i20-2B E-3

0/0 M-120-i 0-3

0/0 M-i20-2A E-3

0/C M-i20-b F-3

0/C M-i20-2B E-3

0/C M-i20-i 0-3

0/0 M-i20-2A E-2

0/C M-i20-i F-2

0/C M-i20-2B E-2

0/C M-i20-i 0-2

Test Test Relief Deferred Tech.
Type Freq. Request Just. Pos.

RT YS

RT Y5

RT YS

RT Y5

RT YS

RT YS

RT YS

RT YS

RT YS

RT YS

RT Y5

RT Y5

RT Y5

RT Y5

RT Y5

RT YS

RT Y5

RT YS
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Byron Station
1ST PROGRAM PLAN

Test Test Relief Deferred

Type Freq. Request Just.

FO M3

Valve EPN

2MSO1SA

Main Steam (Page 5)

Safety Category Size Valve Act. Active! Normal Safety P&ID P&lD
Class Type Type Passive Position Position Coor.

2 B 6 RV HO A C 0/C M-i20-2A E-i

Valve Name STEAM GENERATOR ATMOSPHERIC RELIEF VALVE

6 RV HO A C 0/0 M-i20-i F-22MSO18B 2 B

Tech.

Pos.

VA-2
Fl Y2 VA-4

SC M3 VA-i
SO M3 VA-i

FO M3 VA-2
P1 Y2 VA-4

SC M3 VA-i

SO M3 VA-i
Valve Name STEAM GENERATOR ATMOSPHERIC RELIEF VALVE

2MSO18O 2 B 6 RV HO A C 0/C M-i20-2B E-i FO
Fl

SO
SO

M3
Y2

M3
M3

VA-2
VA-4

VA-i
VA-i

2MSO1SD 2 B

Valve Name

6

STEAM GENERATOR ATMOSPHERIC RELIEF VALVE

RV HO A C 0/C M-i20-i 0-2 FC

P1

SC
SO

M3

Y2

M3
M3

VA-2

VA-4

VA-i
VA-i

2MSO19A 2 B

Valve Name

8
Valve Name

STEAM GENERATOR ATMOSPHERIC RELIEF VALVE

GA M A 0 0/C
SG PORV INLET ISOLATION MANUAL VALVES

M-i20-2A 0-2 50 Y2 VA-3

2MSO19B 2 B S

Valve Name

GA M A 0 0/C

SG PORV INLET ISOLATION MANUAL VALVES
M-i20-i E-2 SC Y2 VA-3

2MSO19C 2 B S
Valve Name

GA M A 0 0/0
SG PORV INLET ISOLATION MANUAL VALVES

M-i20-2B 0-2 SC Y2 VA-3

2MSO19D 2 B 8
Valve Name

GA M A 0 0/C
SG PORV INLET ISOLATION MANUAL VALVES

M-i20-1 0-2 SC Y2 VA-3

2MSiOiA 2 B 4 GL AO A 0 C M-i20-2A 0-5 FO
P1

SO

M3
Y2

M3

VA-2
VA-4

VA-i

2MS1O1B 2 B

Valve Name

4

MAIN STEAM ISOLATION VALVE BYPASS VALVE

GL AO A C C M-i20-i 0-5 FC

P1

SC

M3

Y2

M3

VA-2
VA-4

VA-i

Valve Name MAIN STEAM ISOLATION VALVE BYPASS VALVE
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Byron Station
1ST PROGRAM PLAN

Main Steam (Page 6)

Valve EPN Safety Category Size Valve Act Active! Normal Safety P&lD P&lD Test Test Relief Deferred Tech.

Class Type Type Passive Position Position Coor. Type Freq. Request Just. Pos.

2MS1O1C 2 B 4 GL AO A 0 C M-i20-2B 0-5 FC M3 VA-2

P1 Y2 VA-4

SO M3 VA-i
Valve Name MAIN STEAM ISOLATION VALVE BYPASS VALVE

2MS1O1D 2 B 4 GL A0 A C 0 M-i20-i B-S FO M3 VA-2

Fl Y2 VA-4

SC M3 VA-i
Valve Name MAIN STEAM ISOLAT ION VALV E BYPASS VALVE

RevisionDate: July 1, 2006



Byron Station
1ST PROGRAM PLAN

Off Gas (Page 1)

Valve EPN Safety Category Size Valve Act Active! Normal Safety P&ID P&lD Test Test Relief Deferred Tech.

Class Type Type Passive Position Position Coor. Type Freq. Request Just. Pos.

1OGO57A 2 A 3 BTF MO P C C M-47-2 E-6 LT AJ

P1 Y2 VA-4

Valve Name H2 RECOMBINER DISOH CONTAINMENT ISOLATION VALVE

i0G079 2 A 3 BTF MO P C C M-47-2 E-6 LT AJ
Fl Y2 VA-4

Valve Name H2 RECOMBINER DISCH CONTAINMENT ISOLATION VALVE

1OGOSO 2 A 3 BTF MO F C C M-47-2 E-S LT

Fl

AJ

Y2 VA-4

iOGO8i 2 A

Valve Name

3

H2 RECOMBINER SUCTION CONTAINMENT ISOLATION VALVE

BTF MO P C C M-47-2 E-5 LT

Fl

AJ

Y2 VA-4

1OGOS2 2 A

Valve Name

3

H2 RECOMBINER SUCTION CONTAINMENT ISOLATION VALVE

BTF MO P 0 C M-47-2 E-6 LT
Fl

AJ
Y2 VA-4

1OGOS3 2 A

Valve Name

3

H2 RECOMBINER DISOH OONTAINMENT ISOLATION VALVE

BTF MO F 0 0 M-47-2 E-6 LT
Fl

AJ
Y2 VA-4

iOG084 2 A

Valve Name

3

H2 RECOMBINER DISOH CONTAINMENT ISOLATION VALVE

BTF MO P 0 C M-47-2 E-4 LT
Fl

AJ
Y2 VA-4

1 OGOS5 2 A

Valve Name

3

H2 RECOMBINER SUCTION CONTAINMENT ISOLATION VALVE

BTF MO P C C M-47-2 E-4 LT
P1

AJ
Y2 VA-4

2OGOS7A 2 A

Valve Name

3

H2 REOOMBINER SUCTION CONTAINMENT ISOLATION VALVE

BTF MO P C 0 M-isO-2 E-7 LT

P1

AJ

Y2 VA-4

20G079 2 A

Valve Name

3

H2 REOOMBINER DISCH CONTAINMENT ISOLATION VALVE

BTF MO P C C M-i50-2 E-7 LT

P1

AJ

Y2 VA-4

20G080 2 A

Valve Name

3

H2 RECOMBINER DISOH CONTAINMENT ISOLATION VALVE

BTF MO P C C M-iSO-2 E-6 LT

P1

AJ

Y2 VA-4

2OG08i 2 A

Valve Name

3

H2 RECOMBINER SUCTION CONTAINMENT ISOLATION VALVE

BTF MO P C C M-iSO-2 E-6 LT

Fl

AJ

Y2 VA-4

20G0S2 2 A

Valve Name

3

H2 RECOMBINER SUCTION CONTAINMENT ISOLATION VALVE

BTF MO P C C M-i50-2 E-7 LT
P1

AJ
Y2 VA-4

Valve Name H2 REOOMBINER DISOH CONTAINMENT ISOLATION VALVE
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Off Gas (Page 2)

Byron Station
1ST PROGRAM PLAN

Safety Category Size Valve Act. Active! Normal Safety P&lD P&lD Test Test Relief Deferred Tech.

Class Type Type Passive Position Position Coor. Type Freq. Request Just. Pos.

2 A 3 BTF MO P 0 0 M-i50-2 E-7 LT AJ

P1 Y2 VA-4
Valve Name H2 RECOMBINER DISCH CONTAINMENT ISOLATION VALVE

A 3 BTF MO P C C M-iSO-2 E-S LT AJ
Fl Y2

Valve Name H2 REOOMBINER SUCTION CONTAINMENT ISOLATION VALVE

3 BTF MO P 0 OM-iSO-2 E-5 LT AJ

Fl Y2
Valve Name H2 RECOMBINER SUCTION CONTAINMENT ISOLATION VALVE

VA-4

VA-4

Valve EPN

20G083

20G0S4 2

20G085 2 A
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Process Radiation Monitoring (Page 1)

Byron Station
1ST PROGRAM PLAN

Valve Name CONTAINMENT ATMOSPHERE TO FR OUTSIDE ISOL VALVE

GL AO A 0 C M-78-iO F-7

LT AJ

Valve EPN Safety Category Size Valve Act. Active! Normal Safety P&lD P&lD Test Test Relief Deferred Tech.
Class Type Type Passive Position Position Coor. Type Freq. Request Just. Pos.

1FROO1A 2 A 1 GL AO A 0 0 M-78-iO F-S FC M3 VA-2

Fl Y2 VA-4

SO M3 VA-i

1PR0O1B 2 A FC M3 VA-2
LT AJ

Fl Y2 VA-4

SO M3 VA-i
Valve Name CONTAINMENT ATMOSPHERE TO PR OUTSIDE ISOL VALVE

1PRO32 2 AC 1 OK SA A SYS 0 M-7S-bO E-i CO CM
00 OP VA-8

LT AJ
Valve Name RAD MONITOR RETURN INSIDE CONTAINMENT CHECK VALVE

1PRO66 2 A 1 GL AO A 0 C M-78-iO E-i FO

LT
P1

SC

M3

AJ
Y2

M3

VA-2

VA-4

VA-i

2PROO1A 2 A

Valve Name

1

CNMT ATMOSPHERE SAMPLE RETURN OUTSIDE ISOL VALVE

GL A0 A 0 0 M-isi-i F-S FO
LT

Fl
SC

M3
AJ

Y2
M3

VA-2

VA-4

VA-i

2PROO1B 2 A

Valve Name

1

CONTAINMENT ATMOSPHERE TO PR OUTSIDE ISOL VALVE

GL A0 A 0 C M-isb-i F-7 FC

LT

P1
SC

M3

AJ

Y2
M3

VA-2

VA-4
VA-i

2PR032 2 AC

Valve Name

1

CONTAINMENT ATMOSPHERE TO PR OUTSIDE ISOL VALVE

OK SA A SYS C M-iSi-i E-b CC
CO

LT

CM
OF

AJ

VA-S

2PR066 2 A

ValveName

1

RAD MONITOR RETURN INSIDE CONTAINMENT CHECK VALVE

GL AO A 0 C M-bSi-i E-b FO

LT
Fl

SC

M3

AJ
Y2

M3

VA-2

VA-4

VA-i
Valve Name ONMT ATMOSPHERE SAMPLE RETURN OUTSIDE ISOL VALVE
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Byron Station
1ST PROGRAM PLAN

Process Sampling (Page 1)

Relief Deferred Tech.
Request Just. Pos.

Valve EPN Safety Category Size Valve Act. Active! Normal Safety P&ID P&ID
Class Type Type Passive Position Position Coor.

1FS22SA 2 A 0.5 GL SO A 0 0/0 M-6S-7 E-7

Valve Name H2 MONITOR PS47J/4SJ FRI CONTAINMENT ISOL VALVE

~S GL SO A 0 0/C M-65-7 0-71PS22SB 2 A

Test Test

Type Freq.

LT AJ
P1 Y2

SC M3
SO M3

VA-4

VA-i
VA-i

FO M3 VA-2
LT AJ

P1 Y2 VA-4

SO M3 VA-i

SO M3 VA-i
Valve Name H2 MONITOR P547J/48J FRI CONTAINMENT ISOL VALVE

1PS229A 2 A 0.S GL SO A 0 0/C M-68-7 E-6 FO M3 VA-2

LT AJ
Fl Y2 VA-4

SC M3 VA-i

SO M3 VA-i
Valve Name H2 MONITOR PS47J/48J SEC CONTAINMENT ISOL VALVE

1FS229B 2 A 0.S GL SO A 0 0/0 M-6S-7 0-6 LT

Fl
SO

SO

AJ

Y2
M3

M3

VA-4

VA-i

VA-i

1PS23OA 2 A

Valve Name

I

H2 MONITOR PS47J/48J SEC CONTAINMENT ISOL VALVE

GL SO A 0 0/C M-68-7 0-7 FO

LT
Fl

SO

SO

M3

AJ
Y2
M3

M3

VA-2

VA-4
VA-i

VA-i

1 PS23OB 2 A

Valve Name

1

H2 MONITOR P547J/4SJ CONTAINMENT RETURN VALVE

GL SO A 0 0/0 M-68-7 8-7 FC
LT
P1

SO

SO

M3
AJ
Y2

M3

M3

VA-2

VA-4

VA-i

VA-i

1PS231A 2 A/C

Valve Name

0.7s

H2 MONITOR P547J/4SJ CONTAINMENT RETURN VALVE

OK SA A SYS 0/0 M-6S-7 0-S CCL

COF
LT

CM

CM
AJ

Valve Name PNL PS47J/48J H2 MON CNMT RETURN CHK VALVE
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Process Sampling (Page 2)

Byron Station
1ST PROGRAM PLAN

Valve EPN Safety Category Size Valve Act. Active! Normal Safety P&lD P&ID
Class Type Type Passive Position Position Coor.

iPS23iB 2 A/C 0.7S OK SA A SYS 0/C M-6S-7 B-S

Valve Name FNL PS47J/4SJ H2 MON CNMT RETURN CHK VALVE

Test Test Relief Deferred Tech.

Type Freq. Request Just. Pos.

CCL CM
COF CM
LT AJ

1PS93S4A 2 A GL A0 A C 0 M-68-iB 0-6 FO M3 VA-2
LT AJ

P1 Y2 VA-4

SO M3 VA-i

Valve Name PZR STM TO HRSS SCP P529J INSIDE CONTAINMENT

1PS93S4B 2 A 1 GL A0 A C C M-68-bB 0-6 FO M3 VA-2
LT AJ

P1 Y2 VA-4
SC M3 VA-b

Valve Name PZR STM TO HRSS SOP P529J OUTSIDE CONTAINMENT

1PS9355A 2 A 1 GL AO A C C M-6S-iB 8-6 FO
LT
Fl

SC

M3
AJ
Y2

M3

VA-2

VA-4

VA-i

1PS935SB 2 A

Valve Name

1

PZR LIQ TO HRSS SOP PS29J INSIDE CONTAINMENT

GL AO A 0 C M-6S-iB B-S FC

LT
Fl

SC

M3

AJ
Y2

M3

VA-2

VA-4

VA-i

1PS93S6A 2 A

Valve Name

1

PZR LlQ TO HRSS SOP P529J OUTSIDE CONTAINMENT

GL AO A C C M-6S-iA 0-S FO
LT

P1

SC

M3
AJ

Y2

M3

VA-2

VA-4
VA-i

iPS93S6B 2 A

Valve Name

1

RC TO HRSS SOP P529J INSIDE CONTAINMENT ISOL

GL AO A 0 C M-68-iA 0-4 FC
LT

P1

SC

M3
AJ

Y2

M3

VA-2

VA-4

VA-i

1PS93S7A 2 A

Valve Name

1

RO TO HRSS SOP P529J OUTSIDE CONTAINMENT ISOL

GL AO A C C M-68-iB A-6 FC
LT

Fl

SO

M3
AJ

Y2

M3

VA-2

VA-4

VA-i
Valve Name AOCUM TANKS TO HRSS SCP PS29J ISOL VALVE
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Process Sampling (Page 3)

Valve Name ACCUM TANKS TO HRSS SOP PS29J ISOL VALVE

0.5

Byron Station
1ST PROGRAM PLAN

LT AJ

Valve EPN Safety Category Size Valve Act. Active! Normal Safety P&lD P&lD

Class Type Type Passive Position Position Coor.

1FS9357B 2 A 1 GL AO A 0 0 M-6S-iB A-S

2PS22SA 2 A

Test Test Relief Deferred

Type Freq. Request Just.

FO M3

Tech.

Pos.

VA-2

P1 Y2 VA-4

SO M3 VA-i

GL SO A 0 0/0 M-i40-6 E-7 LT AJ

P1 Y2 VA-4
SC M3 VA-i

SO M3 VA-i
Valve Name H2 MONITOR P547J/48J FRI CONTAINMENT ISOL VALVE

2PS225B 2 A 0.5 GL SO A 0 0/0 M-i40-6 0-7 FO M3 VA-2

LT AJ
Fl Y2 VA-4

SO M3 VA-i

SO M3 VA-b
Valve Name H2 MONITOR PS47J/4SJ FRI OONTAINMENT ISOL VALVE

2P5229A 2 A 0.5 GL SO A 0 0/0 M-i40-6 E-6 FO

LT
P1

SO

SO

M3

AJ
Y2
M3

M3

VA-2

VA-4
VA-i

VA-i

2PS229B 2 A

Valve Name

0.S

H2 MONITOR PS47J/4SJ SEC CONTAINMENT ISOL VALVE

GL SO A 0 0/0 M-i40-6 0-6 LT

Fl
SO

SO

AJ

Y2
M3

M3

VA-4

VA-i

VA-i

2PS230A 2 A

Valve Name

1

H2 MONITOR P547J/4SJ SEC CONTAINMENT ISOL VALVE

GL SO A C 0/C M-i40-6 0-7 FO

LT
Fl

SC
SO

M3

AJ
Y2

M3
M3

VA-2

VA-4

VA-i
VA-i

2FS230B 2 A

Valve Name

1

H2 MONITOR PS47J/48J CONTAINMENT RETURN VALVE

GL SO A C 0/C M-i40-6 8-7 FC
LT

Fl
SC

SO

M3
AJ

Y2
M3

M3

VA-2

VA-4
VA-i

VA-i
Valve Name H2 MONITOR PS47J/4SJ CONTAINMENT RETURN VALVE
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Process Sampling (Page 4)

Valve EPN Safety Category Size Valve Act Active! Normal Safety P&lD P&lD
Class Type Type Passive Position Position Coor.

2PS231A 2 A/C 0.7s OK SA A SYS 0/C M-i40-6 0-S

Valve Name PNL PS47J/48J H2 MON CNMT RETURN OHK VALVE

0,75 OK SA A SYS 0/C M-i40-6 B-S

Byron Station
1ST PROGRAM PLAN

2PS231B 2 A/C

Relief Deferred Tech.
Request Just. Pos.

Test Test

Type Freq.

CCL CM
COF CM

LT AJ

CCL CM

COF CM
LT AJ

Valve Name PNL FS47J/48J H2 MON CNMT RETURN CHK VALVE

2PS9354A 2 A 1 GL AO A C C M-i40-i E-6 FC M3 VA-2
LT AJ
Fl RR VA-4

SC M3 VA-i
Valve Name FZR STM TO HRSS SOP PS29J INSIDE CONTAINMENT

2PS9354B 2 A 1 GL AO A C C M-i40-i E-S FC

LT
P1

SO

M3

Y2
Y2

M3

VA-2

VA-4

VA-i

2P593S5A 2 A

Valve Name

1

PZR STM TO HRSS SOP FS29J OUTSIDE CONTAINMENT

GL AO A C C M-b40-i 0-6 FO
LT

P1

SC

M3
AJ

Y2

M3

VA-2

VA-4

VA-i

2F5935SB 2 A

Valve Name

1

PZR LIQ TO HRSS SOP PS29J INSIDE CONTAINMENT

GL AO A C C M-i40-i 0-S FC
LT
P1

SC

M3
AJ
Y2

M3

VA-2

VA-4

VA-b

2P593S6A 2 A

Valve Name

1

PZR LIQ TO HRSS SOP PS29J OUTSIDE CONTAINMENT

GL AO A C C M-b40-i 0-6 FO
LT
Fl

SO

M3
AJ
Y2

M3

VA-2

VA-4

VA-i

2P59356B 2 A

Valve Name

1

RC TO HRSS SOP PS29J INSIDE CONTAINMENT ISOL

GL AO A C C M-i40-i C-S FC
LT
Fl

SO

M3
AJ
Y2

M3

VA-2

VA-4

VA-i

Valve Name RO TO HRSS SOP PS29J OUTSIDE CONTAINMENT ISOL
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Byron Station
1ST PROGRAM PLAN

Process Sampling (Page 5)

Valve EPN Safety Category Size Valve Act. Active! Normal Safety P&lD P&ID Test Test Relief Deferred Tech.

Class Type Type Passive Position Position Coor. Type Freq. Request Just. Pos.

2PS93S7A 2 A 1 GL AO A C C M-i40-i 0-6 FO M3 VA-2
LT AJ

Fl Y2 VA-4

SO M3 VA-i

Valve Name ACCUM TANKS TO HRSS SOP P529J ISOL VALVE

2FS9357B 2 A 1 GL AO A C C M-i40-1 0-5 FO M3 VA-2
LT AJ

P1 Y2 VA-4

SC M3 VA-i

Valve Name ACCUM TANKS TO HRSS SOP F529J ISOL VALVE
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