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Mr. Jack R. Strosnider
Director, Office of Nuclear Material Safety and Safeguards
Attention: Document Control Desk
U.S. Nuclear Regulatory Commission
Washington, D.C. 20555-0001

Paducah Gaseous Diffusion Plant (PGDP)
Docket No. 70-7001, Certificate No. GDP-1
Transmittal of Revision 101, 102, 103, and 104 to Certification Application USEC-01

Dear Mr. Strosnider:

In accordance with 10 CFR 76, the United States Enrichment Corporation (USEC) hereby submits
six copies of Revision 101, 102, 103, and 104 to the USEC-01 certification documents for the
Paducah Gaseous Diffusion Plant. These revisions include the following changes:

" Revision 101 incorporates Technical Safety Requirements (TSR) changes that were previously
submitted for your review in accordance with 10 CFR 76.45 and approved in your letter dated
May 25, 2006 as Amendment 7 to Certificate of Compliance GDP-1. Revision 101 was effective
May 25, 2006.

* Revision 102 incorporates TSR changes that were previously submitted for your review in
accordance with 10 CFR 76.45 and approved in your letter dated July 27, 2006 as Amendment 8
to Certificate of Compliance GDP-1. Revision 102 also includes changes to the Safety Analysis
Report (SAR) that are associated with the TSR changes. Revision 102 was effective July 27,
2006.

" Revision 103 incorporates TSR changes that were previously submitted for your review in
accordance with 10 CFR 76.45 and approved in your letter dated August 3, 2006 as Amendment
9 to Certificate of Compliance GDP-1. Revision 103 also includes changes to the SAR and
Emergency Plan that are associated with the TSR changes. Revision 103 was effective August 3,
2006.

* Revision 104 incorporates changes to the Paducah Gaseous Diffusion Plant Security Program
(GDPSP) resulting from USEC's decision to make the GDPSP specific to the PGDP site.
Revision 104 was effective August 11, 2006.

Changes not previously submitted to NRC have been reviewed in accordance with 10 CFR 76 and
have been determined to not require prior NRC approval. Revision bars are provided in the right-
hand margin to identify changes.

USEC Inc.
6903 Rockledge Drive, Bethesda, MD 20817-1818

Telephone 301-564-3200 Fax 301-564-3201 http://wwww.usec.com (,. s q r)



Mr. Jack R. Strosnider
August 17, 2006
GDP 06-0047, Page 2

Revision 104 to the GDPSP contains certain trade secrets and commercial and financial information
exempt from public disclosure pursuant to Section 1314 of the Atomic Energy Act of 1954 (AEA),
as amended, and 10 CFR 2.390 and 9.17(a)(4). In accordance with 10 CFR 76.33(e) and 2.390(b),
the Revision 104 changes to this plan are being submitted under separate cover (USEC letter GDP
06-0048).

Should you have any questions regarding this matter, please contact Mark Smith at (301) 564-3244.
There are no new commitments contained in this submittal.

Sincerely,

Steven A. Toelle
Director, Regulatory Affairs

Enclosures: 1. Oath and Affirmation
2. USEC-01, Application for United States Nuclear Regulatory Commission

Certification, Paducah Gaseous Diffusion Plant, Revision 101, 102, and 103,
Copy Numbers 1 through 6.

cc: R. DeVault, DOE
J. Henson, NRC Region II
G. Janosko, NRC HQ
D. Martin, NRC Project Manager - PGDP
M. Thomas, NRC Senior Resident Inspector - PGDP

USEC-01, Copy Numbers 641
USEC-01, Copy Numbers 442, 664
(w/o)
(w/o)
USEC-01, Copy Number 697
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OATH AND AFFIRMATION

I, Steven A. Toelle, swear and affirm that I am the Director, Regulatory Affairs of the

United States Enrichment Corporation (USEC), that I am authorized by USEC to sign and file with

the Nuclear Regulatory Commission Revision 101, 102, 103, and 104 to USEC-01, Application for

United States Nuclear Regulatory Commission Certification, Paducah Gaseous Diffusion Plant, as

described in USEC Letter GDP 06-0047, that I am familiar with the contents thereof, and that the

statements made and matters set forth therein are true and correct to the best of my knowledge,

information, and belief.

Steven A. Toelle

On this 17th day of August, 2006, the person signing above personally appeared before me, is

known by me to be the person whose name is subscribed to within the instrument, and acknowledged

that he executed the same for the purposes therein contained.

In witness hereof I hereunto set my hand and official seal.

Rita Peak-Camp ell, 1otary Public ......
State of Maryland,Montgomery Coiht-"t',
My commission expires December 1 2009

" oo.. ....... . , "
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SECTION 3.0 ADMINISTRATIVE CONTROLS

Table 3.2.2.1 Minimum Staffing Requirementsa

Facility Function ModelOperation Staffing Requirements Work Area Definition

C-300 All 4 PSS on the plant site with designee in C-300. APSS on
plant site. Cascade Coordinator on plant site. Power
Operator in C-300.

C-360 lb, 3, 4, 5 Ib In the facility or immediately surrounding grounds to
include the guard station and the local cylinder yard.

la, 2,6 2 In the facility or immediately surrounding grounds to
include the guard station and the local cylinder yard.

7 2 At least one person in the Laboratory. One person in the
facility or immediately surrounding grounds to include the
guard station and the local cylinder yard.

C-333-A 1,2,5 2 Two persons in the operating facility or immediately
surrounding grounds including the local cylinder yard.

C-337-A 3,4 1 One person in the facility or immediately surrounding
grounds including the local cylinder yard.

C-310 Product withdrawal 2c At least one person in the ACR. One person in thefacility
1,2,3,4 or immediately surrounding grounds including the local
Cascade cylinder yard.

1,3

C-315 1,2, 3,4 2c Two persons in the facility or immediately surrounding
grounds including the local cylinder yard.

C-331 Cascade At least one person in the ACR.
1,2,3 2

C-335 F/S
1,2,3,4,5

C-333 Cascade At least one person in the ACR.
1,2,3

C-337 F/S
1,2,3,4,5

Health Physics At all times I Onsite.

Power Operations At all times 4 Onsite.

Utilities Operations At all times 4 Onsite.

Fire Services At all times 4 Onsite8 .

Security Services At all times 4 Onsite.

a. Staffing may be less than the minimum requirement listed for a period of a time not to exceed four hours in order to accommodate unexpected
absence of on-duty shift members provided immediate action is taken to restore the shift manning requirements to within the minimum
requirements. The C-331, C-333, C-335, and C-337 ACRs shall always be manned. The ACRs for C-310, C-315, C-333-A, and C-337-A shall
be manned when required by operating mode. Manning not required during emergency conditions requiring building/area evacuation.

b. Manning requirement is zero if all autoclaves are in MODE 6 (Not In Use for C-333-A and C-337-A) or MODE 8 (Not In Use for C-360) and
the Transfer Station is in MODE 8 (Not in Use).

c. When withdrawal process equipment is brought below atmospheric pressure or to a UF6 negative in the NOT IN USE (Mode 4) operating
mode then the staffing requirements for the appropriate withdrawal facility do not apply.

d. In accordance with footnote "a", Fire Services personnel making an unexpected run to deliver an individual to a local hospital are allowed to
be offsite and are considered to be on duty and available.

3.0-4
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Each completed NCSA is issued as a controlled document. The permanent NCSAs are maintained
in a controlled manual which is issued to the personnel who need access to the NCSAs. The temporary
NCSAs are issued to the appropriate personnel performing the temporary operation. Approved
NCSEs/NCSAs are quality records and are handled according to the plant's Document Control and
Records Management Program described in Section 6.10. The NCSA/NCSE process provides assurance
that operations will remain subcritical under both normal and credible abnormal conditions. A summary
of the NCS controls and parameters controlled as well as the Active Engineered Features based on
approved NCSAsJNCSEs are also presented in Appendix A.

There are three operations which do not meet the double contingency principle. These are product
cylinder operations, operation of the enrichment cascade, and removal of large cascade equipment (e.g.,
compressor, convertor, G-17 valve, etc). These operations have been evaluated to be safe; summaries of
the accident scenarios and NCS controls associated with the operation of the enrichment cascade, the
removal of enrichment cascade equipment, and UF6 product cylinder operations are provided in
Appendix A. Any operations that do not comply with the double contingency principle are documented
in NCSEs and Appendix A.

There are TSRs to ensure controls are in place for those operations identified above which do not
meet double contingency. Sections 2.4 and 2.5 of the TSRs list controls for operation of the enrichment
cascade and for removal and maintenance of enrichment cascade equipment, respectively. Section 2.3 of
the TSRs provides the controls associated with ensuring moderation control for the product cylinders.
Section 3.12 of the TSRs also contains controls within the fire protection program for ensuring
moderation control for the enrichment cascade.

New operations and operations other than those identified as not meeting the double contingency
principle in Appendix A shall comply with the double contingency principle. In the event future
operations are found to not comply with the double contingency principle, Appendix A will be modified
to address this issue and will be reviewed and approved as described in Section 6.3.

Emergencies arising from unforeseen circumstances can present the need for immediate action.
If NCS expertise or guidance is needed immediately to avert the potential for a criticality accident,
direction will be provided verbally or in writing. Such direction can include a stop work order or other
appropriate instructions. A NCSA or other form of documentation will then be prepared to justify the
actions taken once the emergency condition has been stabilized. This documentation shall be prepared
within 48 hours following the stabilization of the emergency condition.

5.2-5
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SECTION 2.6 SPECIFIC TSRs FOR CAAS (NON-CASCADE FACILITIES)

2.6.4 GENERAL LIMITING CONDITIONS FOR OPERATION

2.6.4.1 CRITICALITY ACCIDENT ALARM SYSTEM (continued)

LCO 2.6.4.1b: Criticality accident alarm shall be operable (audible).

APPLICABILITY: In areas in the facilities listed in 2.6.4.1 a where the maximum foreseeable
absorbed dose in free air exceeds 12 rad, except areas in permit-required
confined spaces and localized areas of inaudibility. This LCO is
applicable when the new criticality accident alarm system with air
accumulators and/or electronic horns has been declared operable.

ACTIONS:

Condition Required Action Completion

II [ Time

A. Area does not have an A.1 Discontinue operations with fissile Immediately
audible criticality material. [Handling, transporting,
accident alarm, analyzing, or processing of assay

samples necessary for compliance
with TSR 2.4.4.3 is not restricted by
this action.]

AND
A.2.1 Evacuate area of inaudibility Immediately

AND
A.2.2 Restrict access to the area of

inaudibility.
AND
A.3 Provide personnel allowed into the Immediately

area that would be restricted under
Action A.2.1 with an alternate
means of criticality alarm
notification such as a device that
will alarm on sensing a 1 Omr/hr dose
rate, or a radio in constant
communication with the Central
Control Facility.

B. Area does not have an B.1 Restore criticality accident alarm to Prior to
audible criticality operable status. reinitiating
accident alarm. activities

TSR 1.6.2.2d is not applicable.

I
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SECTION 2.6 SPECIFIC TSRs FOR CAAS (NON-CASCADE FACILITIES)

2.6.4 GENERAL LIMITING CONDITIONS FOR OPERATION

2.6.4.1 CRITICALITY ACCIDENT ALARM SYSTEM (continued)

SURVEILLANCE REQUIREMENTS:

Surveillance Frequency

SR 2.6.4.lb-1 Test the CAAS and building horns. Quarterly

SR 2.6.4.lb-2 Verify that the CAAS air accumulator supply Quarterly
pressure to the building horns is greater than or
equal to that necessary to sound all building horns
for at least 120 seconds based on the number of
accumulators in service.

C-400
Number of accumulators in service Minimum pressure

2 125 psig
1 145 psig

C-409
Number of accumulators in service Minimum pressure

1 125 psig

SR 2.6.4.lb-3 Verify that the condition of the battery backups to Annually
the electronic horns are sufficient to power the
homs for at least 120 seconds.

BASIS:

The CAAS is used to warn plant personnel of a criticality or radiation accident. This system is
designed to detect radiation and provide a distinctive, audible signal which will alert personnel to
move from those work areas which are potentially affected. Audibility is not provided for areas
in permit-required confined spaces and localized areas of inaudibility resulting from temporary
activities that generate high noise levels. A "buddy system" is used to ensure personnel working
in these areas are notified of alarms in order to evacuate. One person remains outside the area and
maintains contact with personnel in the area. Evacuation of the area of inaudibility and restricting
access to those areas will eliminate the potential for increased consequences due to personnel not
hearing an alarm. The design of the system, three detector modules per cluster, provides
protection for criticality events even with partial losses of required equipment. The CAAS also
provides detection coverage in most areas by using an overlapping pattern of individual cluster
units. Criticality concerns with the listed facilities are associated with the handling of fissile
materials.

I
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6.5 OPERATIONS

This section describes personnel, practices, and key facilities associated with the continued operation of
PGDP.

The site is large enough to provide a considerable buffer between the enrichment process and our rural
neighbors. Plant operations are continuous with coordination of operations performed by the Plant Shift
Superintendent (PSS) from a central control facility. The plant is protected on a continuous basis by fire
services and security forces. Each significant building is equipped with fire alarms and water sprinklers as
discussed in SAR Section 5.4.1.1. Emergency mutual assistance exercises are conducted biennially with the
emergency forces of the state and of the surrounding communities.

There is a public warning system to alert neighbors in the event of any plant problem that might affect
them. Spill control measures are in effect for all continuous liquid effluent discharge points. More
information on waterborne effluent control is contained in SAR Section 5.1. There are also internal
impoundment structures, spill control equipment, and monitoring stations with alarms. The principal toxic
gases on the site are the uranium hexafluoride process gas, fluorine, chlorine trifluoride, chlorine, and
hydrogen fluoride. Liquid hazardous chemicals include oil, nitric acid, sulfuric acid, and a variety of other
chemicals in smaller amounts.

The plant is normally in one of three modes of operation, from a safety perspective.

Normal Operations

Most of the time is spent in normal operations; in this mode the following conditions apply.

* Operations are proceeding within expected parameters with no safety impacts from deviations,

" Technical Safety Requirements (TSRs) are in effect,

* Routine effluents or emissions are within permits and certificate conditions with no significant
impact to the public or environment, and

* Personnel exposures are below 10 CFR 20 limits and OSHA requirements.

Off-normal (but not emergency) Operations

Occasionally, process upsets and/or equipment failures occur which result in "off-normal" conditions
within localized areas of the plant; these "off-normal" modes are as follows:

" Small releases of UF6 or other toxic gases (such as F2, BF, CLF3, C12) that result in evacuation of the
immediate area and monitoring for reentry, but do not affect other areas of operations of the plant
and have no impact off site;

" Occupational safety injuries and/or illnesses with a response required to render aid or transport to the
plant or off site medical facility;
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are located in the CCF. The plant power system is monitored and controlled through a communication
network with the power suppliers. Typical operational activities that are monitored and controlled from
the CCF include determining and establishing optimal plant power level, executing or altering the
maintenance work plan if necessary, and maintaining necessary manpower level to support plant
operations.

Staffing levels for the shifts are not fixed but are based on the expected or planned activity for the
shift period. Staffing levels take into account the routine monitoring of plant equipment including
operator rounds, expected operational activity level, facility size, and Technical Safety Requirement
(TSR) specified staffing requirements. When special activities are included in the work plans, the
staffing will be increased as required to perform the planned activity. The required minimum staffing
level for Paducah is approximately 43 as detailed in Section 3 of the TSRs. This is a fraction of the
normal average shift staffing of approximately 80 persons.

Each shift organization is composed of a PSS, a cascade coordinator (CC) who directs overall
cascade activities; shift engineer; first-line managers for the cascade buildings, UF6 handling facilities,
security, fire services, maintenance and power operations and utility operations; health physics
technicians; Security Shift Commander; Fire Services Shift Commander; and operators, instrument
mechanics, Security Police officers, and firefighters. Less than this normal shift staffing is permitted for
short periods with the concurrence of the PSS to allow for call-ins or other compensatory actions.

The PSS provides a direct chain of command from the Operations Manager, Shift Operations
Ks. Manager, Plant Manager and General Manager to the shift operating staff and serves as the senior shift

manager in directing activities and personnel. The operations line organization is accountable to the PSS
for reporting plant status.

The CC provides managerial oversight, operations coordination, and assures adequate staffing for
all cascade operations on a 24-hour basis. This person approves, directs, and integrates all significant
cascade operational activities under the oversight of the PSS.

The remaining members of the shift organization provide the needed functions for round-the-clock
operations. First-line managers provide management for, coordination of, and assurance for proper
execution of assigned tasks. The shift engineer provides engineering support for technical issues
involving operations. Health physics technicians provide support for 24-hour shift operations. The first-
line manager for Security supervises the activities necessary to ensure the protection of plant facilities,
government property, and classified information. The first-line manger for fire services supervises shift
fire services work activities and responds to plant emergency events.
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4.1.12 Nuclear Safety and Quality Manager

The Nuclear Safety and Quality Manager is responsible for implementing and directing
independent assessments, quality control, nuclear material control and accountability, and nuclear safety
assurance.

4.1.13 Section Deleted

4.1.14 On-Duty PSS

As the senior manager on shift, the on-duty PSS represents the General Manager and managers
and has the authority and responsibility to make decisions as necessary to ensure safe operation,
including stopping work and placing the plant in a safe condition.

The on-duty PSS is responsible for making proper notification in regard to abnormal plant
conditions, determining the severity of the event, declaring an emergency, and initiating appropriate
response. The on-duty PSS may respond to an incident scene as the on-scene incident commander or
dispatch other qualified individual in this capacity. The on-duty PSS is the crisis manager until relieved
by a member of management designated in the emergency line of executive succession.

4.1.15 Section deleted.

4.1.16 GDP Procurement and Materials Manager

The GDP Procurement and Materials Manager is responsible for managing the projects, programs,
and the activities related to packaging and transportation, material control, stores, shipping and receiving,
and property disposition.

4.1.17 Nuclear Criticality Safety Manager

The Nuclear Criticality Safety Manager is responsible for implementing the nuclear criticality
safety program. This position reports to the USEC NCS Manager, who is responsible for the nuclear
criticality safety programs at both sites.

4.1.18 Scheduling Manager

The Scheduling Manager is responsible for production maintenance work scheduling.
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5. EMERGENCY RESPONSE MEASURES

Emergency measures must be taken in response to an emergency. Upon recognizing that an
emergency exists, necessary portions of the emergency organization are activated. Once activation has
taken place, assessments of the condition are made, corrective and protective actions are taken, and aid to
affected persons is administered as required.

After becoming aware that an emergency exists, the PSS does the following:

1. Takes actions to ensure the safety of plant personnel and the general public,

---2. - Takes actions to ensure safe operation/activities of the plant,

3. Classifies the emergency and makes required notifications,

4. Performs assessment actions, and

5. Performs any other emergency actions as appropriate.

5.1 ACTIVATION OF EMERGENCY RESPONSE ORGANIZATION

Upon recognition of an emergency, the PSS, or other qualified individual responds to the incident
scene as the IC. The IC determines appropriate immediate protective actions at the incident scene. The
PSS classifies the event if applicable. If the emergency is classified as either an Alert or SAE, the PSS as
CM activates the EOC. Minimum staffing requirements for activation and operation of the EOC are
identified in an EPIP, and must be met prior to assumption of command and control by the crisis
management team. CM responsibilities are assumed by a manager designated in the emergency line of
executive succession when the EOC is operational. Methods for ERO notification/activation are the
same regardless of the time of the emergency and include plant radios, emergency pager system, and
telephones. When notified, EOC cadre members are required to respond immediately. ERO activation is
accomplished through the appropriate EPIPs.

The CM delegates public information duties to the public information advisor, who, in concert
with USEC headquarters, is responsible for activating the JPIC.

The IC maintains command and control over the specific area response and protective actions.
The IC coordinates mitigation and protective action strategy and direction and keeps EOC informed of
the incident status when the EOC is operational.

In the event that two or more emergencies occur simultaneously so that they cannot be managed
effectively as a single incident scene, provisions in the appropriate EPIPs allow for the establishment of
additional incident scenes, designation of multiple incident commanders, and division of response
resources as necessary.

I• 5.1.1 Section deleted.
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STEs provide secure voice communications to on-site and off-site users of other STE telephones.
It can operate as a normal telephone in the "clear" mode.

Cellular telephone service is available from the plant site. The PSS response vehicles are

equipped with cellular telephones. This system also provides backup for the plant telephone system.

6.2.1.2 PA System

A PA system is in place with the capability to cover most occupied site buildings. During
emergencies, the system is not used for routine traffic. The system is tested daily. Two-way radios and
runners are used to communicate with individuals that are not covered by the PA system.

6.2.13 Radio Systems

The plant radio network supports normal plant operations and, therefore, is effectively utilized
daily. The PSS response vehicles are equipped with two-way radios. The PSS and fire service response
vehicles, including the plant ambulances, each have the capability of communicating with responding
units on the county emergency response frequency.

6.2.1.4 Pager System

Key EOC personnel have pagers which provide access from any tone-type telephone and can relay
return telephone numbers or coded responses to the holder of the unit. EOC cadre pager drills are
conducted at least quarterly. Pagers are used frequently for nonemergency uses, which enhances the
regular testing program.

6.2.1.5 Facsimile Machines

The facsimile machines located in the EOC are used to communicate with USEC and federal,
state, and local agencies.

6.2.2 Off-Site Communications

The plant uses the commercial telephone system for off-site emergency communications. Cellular
telephones can be used as a backup to the commercial telephone system. The PSS and fire service
response vehicles, including the plant ambulances, each have the capability of communicating on the
county emergency response frequency.

The Public Warning System, consisting of outdoor warning sirens and emergency alert system
announcements, is used to provide emergency notification. Operations testing of the Public Warning
System sirens is conducted monthly.
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10. COMPLIANCE WITH COMMUNITY RIGHT-TO-KNOW ACT

The plant complies with the EPA Superfund Amendments and Reauthorization Act (SARA)
Title III regulations, also known as the Emergency Planning and Community Right to Know Act.
Specific responsibilities include emergency response planning, emergency release reporting, hazardous
chemical inventory reporting, and toxic chemical release reporting.

The Plan and appropriate EPIPs are used during any hazardous chemical release emergencies.
Plant administrative procedures have been developed for hazardous materials releases that are not
classified as emergencies to ensure that requirements of SARA Title mI are met. MSDSs are maintained
in several areas throughout the plant.

Hazardous materials spills or releases are reported to the PSS who responds to the incident scene
as IC or dispatches other qualified individual in that capacity. The IC directs the emergency containment
of spills. Actions to be implemented are described in appropriate EPIPs and include the following:

1. Establish command,
2. Evacuate/isolate the area of release/spill activity, as necessary, and determine areas of concern,
3. Classify the emergency, if appropriate,
4. Determine if activation of additional ERO personnel is necessary,
5. Take measures to minimize safety concerns,
6. Determine a course of action and personal protective equipment requirements,
7. Initiate containment procedures,
8. Terminate the source,
9. Make appropriate notifications to on-site and off-site officials,
10. Determine material disposal, and
11. Terminate the incident and enter recovery.
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Appendix D

DEFINITIONS/ACRONYMS

Accident - A deviation from normal operations or activities associated with a hazard that has the
potential to result in an emergency.

ACR - Area Control Room.

ALARA - As Low as Reasonably Achievable.

Text deleted.

Assessment Actions - Those actions taken during or after an accident to obtain and process
information that is necessary to make decisions to implement specific emergency measures.

CAAS - Criticality Accident Alarm System.

CAS - Central Alarm Station.

CCF - Central Control Facility.

CM - Crisis Manager.

Consequence - The result or effect (especially projected doses or dose rates) of a release of radioactive
or hazardous materials to the environment.

Corrective Actions - Those emergency measures taken to lessen the severity of or terminate an
emergency situation at or near the source of the problem in order to prevent or control a release of
radioactive material or to minimize the damage to plant equipment, e.g., shutting down equipment, fire
fighting, repair, and damage control.

Decontamination - The removal of surface radioactive/hazardous material from individuals,
equipment, surfaces, etc.

DOE - Department of Energy.

Drill - A supervised, hands-on instruction period intended to test, develop, or maintain a specific
emergency response capability. A drill is often a component of an exercise.

EAS - Emergency Alert System

EMA - Emergency Management Agency.

Emergency - A sudden, usually unforeseen occurrence or occasion requiring time-urgent and
immediate action/response. It may result from accidental causes, natural causes, or malicious man-made
actions.
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SECTION 3.0 ADMINISTRATIVE CONTROLS

Table 3.2.2.1 Minimum Staffing Requirementsa

Facility Function Mode/Operation Staffing Requirements Work Area Definition

C-300 All 3 PSS on the plant site with designee in C-300. Cascade
Coordinator on plant site. Power Operator in C-300.

C-360 lb, 3,4, 5 Ib In the facility or immediately surrounding grounds to
include the guard station and the local cylinder yard.

la, 2, 6 2 In the facility or immediately surrounding grounds to
include the guard station and the local cylinder yard.

7 2 At least one person in the Laboratory. One person in the
facility or immediately surrounding grounds to include the
guard station and the local cylinder yard.

C-333-A 1,2,5 2 Two persons in the operating facility or immediately

surrounding grounds including the local cylinder yard.

C-337-A 3,4 1 One person in the facility or immediately surrounding
grounds including the local cylinder yard.

C-310 Product withdrawal 2c At least one person in the ACR. One person in the facility
1,2,3,4 or immediately surrounding grounds including the local
Cascade cylinder yard.

1,3

C-315 1,2,3,4 2' Two persons in the facility or immediately surrounding
grounds including the local cylinder yard.

C-331 Cascade At least one person in the ACR-
1,2,3 2

C-335 F/S
1,2,3,4,5

C-333 Cascade At least one person in the ACR.
1,2,3

C-337 F/S
1,2,3,4,5

Health Physics At all times I Onsite.

Power Operations At all times 4 Onsite.

Utilities Operations At all times 4 Onsite.

Fire Services At all times 4d Onsited.

Security Services At all times 4 Onsite.

a. Staffing may be less than the minimum requirement listed for a period of a time not to exceed four hours in order to accommodate unexpected
absence of on-duty shift members provided immediate action is taken to restore the shift manning requirements to within the minimum
requirements. The C-331, C-333, C-335, and C-337 ACRs shall always be manned. The ACRs for C-310, C-3 15, C-333-A, and C-337-A shall
be manned when required by operating mode. Manning not required during emergency conditions requiring building/area evacuation.

b. Manning requirement is zero if all autoclaves are in MODE 6 (Not In Use for C-333-A and C-337-A) or MODE 8 (Not In Use for C-360) and
the Transfer Station is in MODE 8 (Not in Use).

c. When withdrawal process equipment is brought below atmospheric pressure or to a UF 6 negative in the NOT IN USE (Mode 4) operating
mode then the staffing requirements for the appropriate withdrawal facility do not apply.

d. In accordance with footnote "a", Fire Services personnel making an unexpected run to deliver an individual to a local hospital are allowed to
be offsite and are considered to be on duty and available.
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