
November 16, 2006

Mr. Michael R. Kansler
President
Entergy Nuclear Operations, Inc.
440 Hamilton Avenue
White Plains, NY  10601

SUBJECT: NRC RECEIPT OF FITZPATRICK NUCLEAR POWER PLANT RESPONSE TO
GENERIC LETTER 2006-03, “POTENTIALLY NONCONFORMING HEMYC
AND MT FIRE BARRIER CONFIGURATIONS” (TAC NO. MD1581)

Dear Mr. Kansler:

The Nuclear Regulatory Commission (NRC) acknowledges the receipt of your response, dated
June 7, 2006 (Agencywide Documents Access and  Management System (ADAMS) accession
number ML061650025), to Generic Letter (GL) 2006-03, “Potentially Nonconforming Hemyc
and MT Fire Barrier Configurations.”  Under oath or affirmation, you stated that the James A.
FitzPatrick Nuclear Power Plant (JAFNPP) does rely on the Hemyc fire barrier system in one
fire area, and you had requested an exemption.  The NRC issued an exemption for the
JAFNPP Hemyc fire wrap on September 27, 2006, ADAMS accession number ML062190377.

Your response stated that an FP-60 cable wrap is also used to separate safe shutdown trains
located within the same fire area where the Hemyc fire wrap is located, and it has not been
designed and installed in accordance with current NRC guidance.  The NRC issued an
exemption for the FP-60 fire wrap on May 29, 2001, ADAMS accession number ML010790125.

Therefore, the NRC staff finds that you have properly addressed the concerns with the Hemyc
and MT fire barrier systems, and finds your response to GL 2006-03 to be satisfactory.

Please contact me at (301) 415-2901 if you have any questions on this issue.

Sincerely,

/RA/

John P. Boska, Senior Project Manager
Plant Licensing Branch I-1
Division of Operating Reactor Licensing
Office of Nuclear Reactor Regulation
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FitzPatrick Nuclear Power Plant

cc:

Mr. Gary J. Taylor
Chief Executive Officer
Entergy Operations, Inc.
1340 Echelon Parkway
Jackson, MS 39213

Mr. John T. Herron
Sr. VP and Chief Operating Officer
Entergy Nuclear Operations, Inc.
440 Hamilton Avenue
White Plains, NY 10601

Mr. Peter T. Dietrich
Site Vice President
Entergy Nuclear Operations, Inc.
James A. FitzPatrick Nuclear Power Plant
P.O. Box 110
Lycoming, NY 13093

Mr. Kevin J. Mulligan
General Manager, Plant Operations
Entergy Nuclear Operations, Inc.
James A. FitzPatrick Nuclear Power Plant
P.O. Box 110
Lycoming, NY 13093

Mr. Oscar Limpias
Vice President Engineering
Entergy Nuclear Operations, Inc.
440 Hamilton Avenue
White Plains, NY  10601

Mr. Christopher Schwarz
Vice President, Operations Support
Entergy Nuclear Operations, Inc.
440 Hamilton Avenue
White Plains, NY 10601

Mr. John F. McCann
Director, Licensing
Entergy Nuclear Operations, Inc.
440 Hamilton Avenue
White Plains, NY 10601

Ms. Charlene D. Faison
Manager, Licensing 
Entergy Nuclear Operations, Inc.
440 Hamilton Avenue
White Plains, NY  10601

Mr. Michael J. Colomb
Director of Oversight
Entergy Nuclear Operations, Inc.
440 Hamilton Avenue
White Plains, NY 10601

Mr. David Wallace
Director, Nuclear Safety Assurance
Entergy Nuclear Operations, Inc.
James A. FitzPatrick Nuclear Power Plant
P.O. Box 110
Lycoming, NY 13093

Mr. James Costedio
Manager, Regulatory Compliance
Entergy Nuclear Operations, Inc.
James A. FitzPatrick Nuclear Power Plant
P.O. Box 110
Lycoming, NY 13093

Assistant General Counsel
Entergy Nuclear Operations, Inc.
440 Hamilton Avenue
White Plains, NY 10601

Regional Administrator, Region I
U.S. Nuclear Regulatory Commission
475 Allendale Road
King of Prussia, PA  19406

Resident Inspector's Office
James A. FitzPatrick Nuclear Power Plant
U. S. Nuclear Regulatory Commission
P.O. Box 136
Lycoming, NY  13093



FitzPatrick Nuclear Power Plant

cc:

Mr. Charles Donaldson, Esquire
Assistant Attorney General
New York Department of Law
120 Broadway
New York, NY  10271

Mr. Peter R. Smith, President
New York State Energy, Research,
  and Development Authority
17 Columbia Circle
Albany, NY 12203-6399

Mr. Paul Eddy
New York State Dept. of Public Service
3 Empire State Plaza
Albany, NY  12223-1350

Oswego County Administrator 
Mr. Steven Lyman
46 East Bridge Street
Oswego, NY 13126

Supervisor
Town of Scriba
Route 8, Box 382
Oswego, NY  13126

Mr. James H. Sniezek
BWR SRC Consultant
5486 Nithsdale Drive
Salisbury, MD 21801-2490

Mr. Michael D. Lyster
BWR SRC Consultant
5931 Barclay Lane
Naples, FL 34110-7306

Mr. Garrett D. Edwards
814 Waverly Road
Kennett Square, PA 19348
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